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Core Measure Summary Table
	General Measure Information
	PT
	1st Baseline Period
	2nd Baseline Period
	TOU

	Measure Name
	Measure RunID
	Solution Code
	CZ
	Building Type
	Load Shape
	EUL
	Unit Definition
	Program Type (NEW, ROB, RET)
	Applicable Code
	Gross Unit Annual Electricity Savings (kWh/unit)
	User Entered kW Savings per unit (kW/unit)
	Gas      Savings   (Therms)
	1st Baseline Useful Life
	kWh Saving per unit (kWh/unit)
	kW Savings per unit (kW/unit)
	Gas Savings   (Therms)
	2nd Baseline Useful Life
	% TOU

	Demand Control Recirculation Pump Gas Water Heater Low Rise Building
	
	
	06
	Residential Multi-family
	HeatPump_WtrHt-RC
	15.0
	Dwelling Unit
	REA
	No
	27.91
	0.00309
	22.886
	15.0
	0.00
	0.00000
	0.000
	0.0
	0.00

	Demand Control Recirculation Pump Gas Water Heater Low Rise Building
	
	
	08
	Residential Multi-family
	HeatPump_WtrHt-RC
	15.0
	Dwelling Unit
	REA
	No
	27.91
	0.00309
	22.545
	15.0
	0.00
	0.00000
	0.000
	0.0
	0.00

	Demand Control Recirculation Pump Gas Water Heater Low Rise Building
	
	
	09
	Residential Multi-family
	HeatPump_WtrHt-RC
	15.0
	Dwelling Unit
	REA
	No
	27.91
	0.00309
	22.545
	15.0
	0.00
	0.00000
	0.000
	0.0
	0.00

	Demand Control Recirculation Pump Gas Water Heater Low Rise Building
	
	
	10
	Residential Multi-family
	HeatPump_WtrHt-RC
	15.0
	Dwelling Unit
	REA
	No
	27.91
	0.00309
	22.545
	15.0
	0.00
	0.00000
	0.000
	0.0
	0.00

	Demand Control Recirculation Pump Gas Water Heater Low Rise Building
	
	
	13
	Residential Multi-family
	HeatPump_WtrHt-RC
	15.0
	Dwelling Unit
	REA
	No
	27.91
	0.00309
	22.523
	15.0
	0.00
	0.00000
	0.000
	0.0
	0.00

	Demand Control Recirculation Pump Gas Water Heater Low Rise Building
	
	
	14
	Residential Multi-family
	HeatPump_WtrHt-RC
	15.0
	Dwelling Unit
	REA
	No
	27.91
	0.00309
	22.795
	15.0
	0.00
	0.00000
	0.000
	0.0
	0.00


Note: For the complete list of Measures, refer to the attached calculation spreadsheet

Costing and NTG Summary Table
	General Measure Information
	PT
	NTG
	IR
	1st Baseline Period
	 2nd Baseline Period 
	 IMC 
	DIM

	Measure Name
	Solution Code
	CZ
	Unit Definition
	Program Type (NEW, ROB, RET)
	
Applicable Code
	NTG Non-Res.
	NTG Res.
	NTG Multi Family
	Installation Rate
	Gross Measure Cost per unit
	Gross Measure Cost per unit
	Incremental Measure Cost per unit
	Delivery & Incentive Method

	Demand Control Recirculation Pump Gas Water Heater Low Rise Building
	
	06
	Dwelling Unit
	REA
	No
	N/A
	N/A
	0.55
	1
	From Program
	$0.00 
	$23.48 
	Financial Support / Direct Install

	Demand Control Recirculation Pump Gas Water Heater Low Rise Building
	
	08
	Dwelling Unit
	REA
	No
	N/A
	N/A
	0.55
	1
	From Program
	$0.00 
	$25.26 
	Financial Support / Direct Install

	Demand Control Recirculation Pump Gas Water Heater Low Rise Building
	
	09
	Dwelling Unit
	REA
	No
	N/A
	N/A
	0.55
	1
	From Program
	$0.00 
	$25.99 
	Financial Support / Direct Install

	Demand Control Recirculation Pump Gas Water Heater Low Rise Building
	
	10
	Dwelling Unit
	REA
	No
	N/A
	N/A
	0.55
	1
	From Program
	$0.00 
	$24.40 
	Financial Support / Direct Install

	Demand Control Recirculation Pump Gas Water Heater Low Rise Building
	
	13
	Dwelling Unit
	REA
	No
	N/A
	N/A
	0.55
	1
	From Program
	$0.00 
	$24.13 
	Financial Support / Direct Install

	Demand Control Recirculation Pump Gas Water Heater Low Rise Building
	
	14
	Dwelling Unit
	REA
	No
	N/A
	N/A
	0.55
	1
	From Program
	$0.00 
	$23.72 
	Financial Support / Direct Install


Note: For the complete list of Measures, refer to the attached calculation spreadsheet
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Section 1. General Measure & Baseline Data
[bookmark: _Toc214003083]1.1  Measure & Delivery Description 
This work paper details the installation of a recirculation pump demand control for a central gas, electrical resistance, and heat pump water heater in a multi-family residential dwelling. The savings are provided on a per dwelling unit basis and classified by building size. The “low rise” building is up to 3 floors and the “high rise” is 3 stories and above. 
1.1a Measure Description
The measure is a recirculation pump demand control for a multi-family central gas, electric, or heat pump water heater. The controls only activate the hot water circulation pump when temperature and flow sensors indicate the need for the pump to run in order to maintain delivered hot water temperature. This saves both pumping and water heating energy.

There are a total of 6 base cases for this measure, all of which assume there is a continuously operating (24/7) recirculation pump installed. The base cases are divided into two categories: low rise building’s pump and high rise building’s pump. Finally, the base cases are further defined based on whether the central water heater is gas, electric, or a heat pump. 

Here is a list of the 6 base cases:
· low rise building’s pump
· Continuously operating recirculation pump for a gas central water heater 
· Continuously operating recirculation pump for an electric central water heater 
· Continuously operating recirculation pump for a central heat pump water heater 
· high rise building’s pump
· Continuously operating recirculation pump for a gas central water heater 
· Continuously operating recirculation pump for an electric central water heater 
· Continuously operating recirculation pump for a central heat pump water heater 

Table 1 Measure Names
	Solution Code
	Measure name

	
	Demand Control Recirculation Pump Gas Water Heater Low Rise Building

	
	Demand Control Recirculation Pump Gas Water Heater High Rise Building

	
	 

	
	

	
	 

	
	


*PGE Savings values are derived directly from the SCE values since PGE savings values were not addressed in the 13-14 ED workpaper disposition
*SDGE and SCG savings values were extracted directly from the 13-14 ED workpaper disposition
1.1b Delivery and Incentive Mechanism
The delivery mechanism is Financial Support-Direct Install and Financial Support – Downstream Incentive Deemed.

The measure install type is Retrofit Add On (REA). 
1.1c Measure Requirements
This measure is eligible for all climate zones and multi-family residential building types with a hot water recirculation pump installed on a central water heater.
[bookmark: _Toc214003084]1.2  DEER Differences Analysis
This specific measure is not included in the Database for Energy Efficient Resources (DEER) Version 2005.2.01 [49].

The DEER 2011 READI tool does contain a similar measure (D03-095 – Circulation Pump Timeclock Retrofit) which adds a time clock to the existing circulation pump that turns the pump off when the building is unoccupied. The measures within this work paper, however, use controls which are demand based and only activate the hot water circulation pump when temperature and flow sensors indicate that there is a need for hot water.

This specific measure is not included in DEER Version 2008.3.02. The database only contains related data for a 40 gallon electric water heater with EF = 0.88 and EF = 0.94. The recovery efficiencies are not provided. This data is only available for Residential Single Family building types. Since this measure is considered only with regards to central multi-family water heating equipment, it was determined the DEER data could not be used.

[bookmark: _Ref322336557][bookmark: _Ref304534878]Baseline data for this measure was obtained from a third party source due to the lack of data available in DEER. Heschong Mahone Group performed field and modeling analysis on recirculation pumps with temperature modulation and demand control in multi-family central water heaters to support a Public Interest Energy Research (PIER) project for the California Energy Commission [[endnoteRef:1]]. Research from the latter was used to develop the 2013 Codes and Standards Enhancement (CASE) study conducted by the California Utilities Statewide Codes and Standards Team [[endnoteRef:2]].  [1: [] Attachment 5
]  [2: [] “Codes and Standards Enhancement Initiative (CASE) - Multifamily Central DHW and Solar Water Heating – 2013 California Building Energy Efficiency Standards.” California Utilities Statewide Codes and Standards Team, September 2011.
] 


Table 2 DEER Difference Summary
	DEER Difference Summary Table

	Modified DEER Methodology
	No

	Scaled DEER Measure
	No

	DEER Building Prototypes Used
	No

	Deviation from DEER
	DEER does not contain this type of measure.

	DEER Version
	N/A

	DEER Run ID and Measure Name (Sample)
	N/A


[bookmark: _Toc214003087]1.3  Code Analysis 
Table 3 Code Summary
	Code
	Applicable Code Reference
	Effective Dates

	Title 24 (2013)
	2013 Building Energy Efficiency Standards
	January 1, 2014

	Title 24 (2008)
	2008 Building Energy Efficiency Standards
	January 1, 2014

	10 CFR Part 430. Vol. 75, No. 73, Page 20234
	Federal Code Standards
	January 20, 2004

	Title 20 (2010)
	N/A
	N/A



This measure is being proposed for inclusion in California’s Title 24 Building Energy Efficiency Standards for 2013. Methodologies from the research conducted in the CASE study were used to estimate demand reduction and energy savings for this measure as mentioned in the previous section.

Federal Code Analysis
There are currently no federal regulations for recirculation pumps. However, water heaters are regulated and must meet the minimum efficiency requirements as given in Table 2 [[endnoteRef:3]]. [3: [] “Energy Conservation Program: Energy Conservation Standards for Residential Water Heaters, Direct Heating Equipment, and Pool Heaters; Final Rule.” Federal Register, 10 CFR Part 430. Vol. 75, No. 73, Page 20234. April 16, 2010.
] 


Table 4 Federal Standards for Water Heaters
[image: ]

State Code Analysis
This measure is not included in California’s Title 20 Appliance Efficiency Regulations 2010 [277]. 

In California’s Title 24 Building Energy Efficiency Standards for 2008 [208], demand controls for recirculation pumps are not included, but mandatory requirements for recirculation loops are included. The mandatory requirements for recirculation loops are listed in Section 113 (c) 5, and are included below for reference.

SECTION 113 – MANDATORY REQUIREMENTS FOR SERVICE WATER-HEATING SYSTEMS AND EQUIPMENT
(c) Installation. Any service water-heating system or equipment may be installed only if the system or equipment complies with all of the applicable requirements of this subsection for the system or equipment.
5. Water Heating Recirculation Loops Serving Multiple Dwelling Units, High-Rise Residential, Hotel/Motel and Nonresidential Occupancies. A water heating recirculation loop is a type of hot water distribution system that reduces the time needed to deliver hot water to fixtures that are distant from the water heater, boiler or other water heating equipment. The recirculation loop is comprised of a supply portion, connected to branches that serve multiple dwelling units, guest rooms, or fixtures and a return portion that completes the loop back to the water heating equipment. A water heating recirculation loop shall meet the following requirements:
A. Air release valve or vertical pump installation. An automatic air release valve shall be installed on the recirculation loop piping on the inlet side of the recirculation pump and no more than 4 feet from the pump. This valve shall be mounted on top of a vertical riser at least 12” in length and shall be accessible for replacement and repair. Alternatively, the pump shall be installed on a vertical section of the return line.
B. Recirculation loop backflow prevention. A check valve or similar device shall be located between the recirculation pump and the water heating equipment to prevent water from flowing backwards though the recirculation loop.
C. Equipment for pump priming. A hose bibb shall be installed between the pump and the water heating equipment. An isolation valve shall be installed between the hose bibb and the water heating equipment. This hose bibb is used for bleeding air out of the pump after pump replacement.
D. Pump isolation valves. Isolation valves shall be installed on both sides of the pump. These valves may be part of the flange that attaches the pump to the pipe. One of the isolation valves may be the same isolation valve as in item C.
E. Cold water supply and recirculation loop connection to hot water storage tank. Storage water heaters and boilers shall be plumbed in accordance with the boiler manufacturer’s specifications. The cold water piping and the recirculation loop piping shall not be connected to the hot water storage tank drain port.
F. Cold water supply backflow prevention. A check valve shall be installed on the cold water supply line between the hot water system and the next closest tee on the cold water supply line. The system shall comply with the expansion tank requirements as described in the California Plumbing Code Section 608.3.
[bookmark: _Toc214003088]1.4  Measure Effective Useful Life
The 2013 CASE study estimates demand control equipment to have an effective useful life of 15 years. In addition, DEER 2011 [213] contains a measure “Circulation Pump Timeclock Retrofit.” This measure is similar to demand controls and has a EUL of 15 years. The DEER documentation “Summary of EUL-RUL Analysis for the April 2008 Update to DEER” provides the RUL value as a flat 1/3 of the EUL value. The RUL value will only be applied to the first baseline period for retrofit measures that have applicable code that will affect the energy savings. In all other installation types and retrofit with no applicable code that affects the energy savings, the RUL is not applicable to either the first or second baseline period.

To obtain the EUL value the DEER11 documentation, EUL_Summary_10-1-08.xls [213], was consulted. Table 5 below identifies the value used for the measures in this work paper.

This workpaper uses DEER EUL_ID WtrHt-Timeclock.

[bookmark: _Ref296591307]Table 5 EUL Value
	Market
	End Use
	Measure
	EUL (Years)
	RUL (Years)

	Non-Residential
	Water Heating
	Circulation Pump Timeclock Retrofit
	15
	N/A



[bookmark: _Toc214003089]1.5  Net-to-Gross Ratios for Different Program Strategies
The NTG value was obtained from the “DEER2011_NTGR_2012-05-16.xls” on the DEER website as required by Version 4 of the California Public Utilities Commission (CPUC) Energy Efficiency Policy Manual [132]. Using the Energy Division’s recommendation, the relevant NTGR for this measure is shown in Table 6 below.  Note this measure is not brand new to the portfolio for 2013 and has existed for more than two years.

[bookmark: _Ref296591799]Table 6 Net-to-Gross Ratio
	NTGR_ID*
	Description*
	Sector*
	BldgType*
	ProgDelivID*
	NTG*

	Res-Default>2yrs
	All other EEM with no evaluated NTGR; existing EEM with same delivery mechanism for more than 2 years
	Res
	Any
	All
	0..55


*Denotes that the column is taken from the DEER NTG Table.

The installation rate (IR) is identified in the calculation attachment. This value is obtained from a spreadsheet created by the DEER team titled “GrossSavingsAdjustments.xlsx”. The installation rate varies by end use, sector, technology, application, and delivery method.  

Spillage rate will also be applied to measures however the values will not be tracked in the workpapers. The spillage rate will be tracked in an external table to be supplied to the Energy Division.
1.6  Time-of-Use Adjustment Factor
[bookmark: _Ref242757962]As directed by the CPUC in decision 06-06-063 dated June 29, 2006, time-of-use (TOU) adjustment factors are to be applied for residential A/C and commercial A/C (packaged and split-system direct-expansion cooling) measures only.   Since this is not an A/C measure, the TOU adjustment factor is 0.  Additionally, if a measure is assigned a DEER08 load shape, i.e. the load shape starts with “DEER:” the TOU assigned to that measure should also be zero.

Table 7  TOU Summary Table
	Measure
	%

	Demand Control Recirculation Pump
	0


[bookmark: _Toc214003090]*Note:  Check Section 3 if a measure appears to require a non-zero percentage but is assigned zero.  If the load shape is a DEER08 load shape, a TOU of 0 is correct.
Section 2. Energy Savings & Demand Reduction Calculations
[bookmark: _Toc214003093]Energy savings were calculated in two steps. First, this work paper considers the energy savings from decreased pump run time. Second, this work paper considers the energy savings from decreased water heater run time. Energy savings are reported for ¼ hp and ½ hp recirculation pumps in the 2013 CASE study [[endnoteRef:4]] and reported in Attachment 1 [[endnoteRef:5]]. The CASE study bases all calculations on two building prototypes that were developed for the 2005 Title 24 code changes; low rise and high rise. The building prototypes consist of one small multi-family dwelling with 44 units (low rise) and one large multi-family dwelling with 88 units (high rise). The data in the CASE study is calculated using a model that was validated using field measured data. Details of the assumptions can be found in the CASE report.  [4: [] Attachment 4
]  [5: [] Attachment 1
] 


The savings calculations from the 2013 CASE study are for central gas water heaters only. Savings calculations for electric and heat pump water heaters were calculated by converting units and adjusting for changes in efficiency by multiplying by a ratio of recovery efficiencies (ƞr) for the electric water heater and coefficient of performance (COP) for the heat pump. The per dwelling unit savings are captured by dividing the savings values by the number of dwelling units for the appropriate building type.

Demand reduction was calculated under the assumption that a demand controlled recirculation pump operates approximately 2 hours a day compared to the 24-hour baseline. The CASE study assumed a 24-hour baseline as a result of data collected in the PIER report [A, B]. Climate zone sensitivity was considered, but it was determined negligible since the model used to determine energy savings in the 2013 CASE study assumed all pipes were in a conditioned space. Again, the per dwelling unit savings were calculated using the number of units from the building prototypes.

This work paper does not factor in any existing hot water heater control schemes into the baseline. There are two predominant control strategies on the market: timers and temperature modulation. Timers are used to shut off water heaters during times when demand is anticipated to be low. Temperature modulation is a control scheme that lowers the setpoint temperature of the tank by 10 to 15°F when demand is anticipated to be low. More complicated temperature modulation schemes exist where a sensor continuously monitors hot water demand on the tank, and reduces the setpoint when demand is known to be low. It is assumed that these control strategies are relatively rare in this market.

1) Gas Water Heater Energy Savings Calculation
Installation of a recirculation pump demand control for central gas water heaters results in electric energy savings for the pump only. Electric energy savings for the recirculation pump are calculated in the 2013 CASE study and reported in Attachment 2 [G]. Demand control savings are derived based on the demand controls schedule developed for the 2013 CASE study model, which assumed the pump switches on and off once each hour in two uneven time steps. The pump is on during the first time step, which is usually short. The exact duration of the time step depended on return pipe volume and recirculation flow rate. The second time step lasts the remainder of the hour when the pump is off. Pump on and off cycles were assumed to be the same throughout a 24-hour period. From the model, pump run time would range from 1.48 to 2.96 hours in small multi-family dwellings and 2.26 to 4.52 hours in large multi-family dwellings. This model was validated using field monitored data. Additionally, while standby losses may vary between summer and winter months, the 2013 CASE study calculated energy savings using the assumption that pipes were in a conditioned space. Therefore, climatic affects were assumed to be negligible.

2) Electric Water Heater Energy Savings Calculation
Installation of a demand control recirculation pump for central electric water heaters results in electric energy savings for both the water heater and recirculation pump. The savings measured in field studies and energy simulations were based solely on a gas water heater [B]. The CASE report identifies water heater savings (gas), temperature modulation savings (gas), and demand control savings (electric). Therefore, total energy savings were determined by converting units from gas to electric and factoring in the assumed energy factor of the gas and electric water heaters with the following equation:

Equation 1



where 29.3 is the conversion factor between kWh and therms.

[bookmark: OLE_LINK3][bookmark: OLE_LINK6]The recovery efficiencies used to calculate electric water heater energy savings were ƞr,gas = 80% and ƞr,electric = 98%. 

For example, an electric central water heating system in Climate Zone 6 will result in the following energy savings:

[bookmark: _Ref321748334]Equation 2



This value is then added to the energy savings from the value reported for the gas water heater, which reports only electric energy savings from pump operation.  This is represented in the following equation:

[bookmark: _Ref321748366]Equation 3



For example, for the same central water heating system described in Equation 2, in a low rise building, the energy savings can be calculated in the following equation:

Equation 4



3) Heat Pump Water Heater Energy Savings Calculation
Heat pump water heaters are rarely, if ever, used in central domestic hot water applications due to their limited capacity. Energy savings calculations for a heat pump water heater are the same as the calculations performed for an electric water heater, with the exception of the efficiency metric used. Through discussions with the Energy Division [[endnoteRef:6]], it was decided that COP is the most viable metric to use to capture heat pump performance. In these discussions, it was agreed upon that the COP of a gas water heater would be equivalent to the recovery efficiency (0.8) and the COP for a heat pump would be significantly higher (2.5) to reflect the improved efficiency of these systems. The following equation details a calculation: [6: [] WORKPAPER DISPOSITION FOR On-Demand Pump Control for Central Domestic Hot Water Systems California Public Utilities Commission, Energy Division June 20, 2013 (Revised)] 


Equation 5


For example, a central water heating system in Climate Zone 6 will result in the following energy savings:

Equation 6



Equation 3 is then applied to determine the overall energy savings for the system, which would result in a total energy savings of 242.492 kWh/dwelling unit in the example above.

4) Gas Water Heater Linked With Solar Thermal Energy Savings Calculation

Installation of recirculation pump demand control for central gas water heating systems when equipped with solar thermal results in energy savings from the water heater and energy savings from the pump control.  The energy savings from the demand control recirculation pump are largely delivered by reducing the rate of heat loss from the recirculation loop piping.  This happens regardless of how the water is heated.  However, with the assistance of the solar water heating system, the central hot water system does not have to make up for these losses by using more natural gas.  When the solar water heater is providing all of the hot water and no natural gas is being used, there is no natural gas saving opportunities. Therefore it is important to determine the fraction of hot water provided by the system in order to effectively reduce the savings delivered from the demand control recirculation pump when installed along with a solar hot water system. The heat losses outside of this time frame have to be made up by the boiler and thus using natural gas.  The factors used in the calculation for water heating systems equipped with solar thermal were derived from [D] and [F].  The following equation demonstrates a calculation:

Equation 7



The follow equation is an example of a central water heating system in Climate Zone 8:

Equation 8




Demand Reduction Calculations
Demand Reduction was investigated based on the estimated energy consumed during the hottest nine hours of the year. However, hourly data is not available, so the demand reduction was determined based on the annual energy savings. Since the reduction in operating time is already factored into the annual savings numbers, the demand reduction can be calculated by first calculating the energy savings over the hottest nine hours of the year. This is assumed to be the same as the energy savings for any other set of nine hours in the year. This assumption is consistent with the demand controls schedule developed for the 2013 CASE study model, which was described in the “Gas Water Heater Energy Savings Calculations” section above. 

The simplest way to determine demand reduction is by multiplying the annual energy savings by the ratio of 9 hours over 8760 hours. Finally, you divide by 9 hours in order to get the demand reduction in kW.  This method assumes a flat yearly load; however, it is likely that the load during the 9 hottest days will be lower than the winter months due to seasonal variation creating a cosine type wave starting with the beginning of the year.

Investigation into the load shape used by DEER08 (figure below) for electric water heaters confirms there is a dip, however slight. To accommodate this dip the peak load value, instead of 1/8760 or (0.000114) simulating a flat load, the DEER value will be used. The DEER value can be seen in the figure below and is calculable by dividing the kW by kWh for an electric water heater from DEER08. The number comes out to 0.000110677. Since the energy savings are already calculated on a per dwelling unit basis, the demand savings derived are also per dwelling unit.


Figure 1. Yearly load profile for High Efficiency Small Electric Water Heater – 75 Gal, 0.91 EF
[image: ]

 Equation 7
	



This equation is the same for gas, electric, and heat pump water heaters. An example calculation is shown for a gas water heater with a demand control recirculation pump in a low rise building. Since the gas water heater only has savings from the pump, it is the same for all climate zones. 

Equation 8
	



[bookmark: _Ref308590367]The full set of calculations is detailed in Attachment 2 [[endnoteRef:7]]. [7: []Attachment 2 – Savings Calculations.xlsx
] 


Section 3. Load Shapes
[bookmark: _Ref296597958]The difference between the base case load shape and the measure load shape would be the most appropriate load shape; however, only end-use profiles are available. Therefore, the closest load shape chosen for this measure is the DEER: HeatPump_WtrHt-RC. This was chosen because the pump operates when there is hot water demand. See Table 8 for a list of all Building Types and Load Shapes. See the KEMA report [31] for a more thorough discussion regarding the load shapes for this measure.

[bookmark: _Ref322069523]Table 8 Building Types and Load Shapes
	Building Type
	E3 Alt. Building Type
	Load Shape

	Residential Multi-family
	Residential
	DEER: HeatPump_WtrHt-RC


[bookmark: _Toc214003096]Section 4. Base Case & Measure Costs
Actual project cost data is used when known.
[bookmark: _Toc214003097]4.1 Base Case Cost
[bookmark: _Toc214003098]Base case cost was determined by a web-based search of local distributor’s prices for commercially available water recirculating pumps. A variety of size and material of pumps were chosen to reflect the range of options that may be currently installed as the base case. The cost and source of each unit used to determine the average base case cost can be found in Attachment 3 [[endnoteRef:8]]. [8: [] Attachment 3 – Cost Calculations and References.xlsx] 


The base case cost was determined to be $10.65/dwelling unit for a high rise building.

The base case cost was determined to be $10.11/dwelling unit for a low rise building.
4.2 Gross Measure Cost
[bookmark: _Toc214003099]Measure equipment cost was determined by calling the manufacturer who makes the demand control. The price quoted for equipment cost was $1,595.00 for a basic “T” size and $1,670 for larger “T” size or the equivalent control equipment retrofitted to an existing pump.   The average of these three costs, $1,632.50, was taken to be the measure cost. This translates to $37.10/dwelling unit and $18.55/dwelling unit for the low and high rise buildings, respectively. 

Labor required to install the measure is estimated to be between one and two hours (per manufacturer conversations). Therefore, this work paper assumes two hours of labor will be required at the Labor Base Wage Rate from DEER Measure Cost Summary [215] for NR-DHW-SWH of $59 per hour, regardless of building size. This gives a total labor of $2.68/dwelling unit and $1.34/dwelling unit for the low and high rise buildings, respectively.. Labor cost is the additional labor required to install demand control sensors or pump with demand control sensors and commission the new system.  The price is assumed to be the same for both measure cases.

This gross measure cost for a retrofit measure is the sum of the measure equipment cost and the measure labor cost.

For RET first baseline period, GMC is represented by the equation below:

GMC = Measure Equipment Cost + Measure Labor Cost 

For a high rise building,
	GMC 	= $18.55 + $1.34 = $19.89
For a low rise building,
	GMC	= $37.10 + $2.68 = $39.78


For RET second baseline period, GMC is represented by the equation below:
	
GMC = 
(Measure Equipment Cost + Measure Labor Cost) –
    (Base Case Equipment Cost + Base Case Labor Cost)


[bookmark: OLE_LINK4][bookmark: OLE_LINK5]For a high rise building,
	GMC 	= ($18.55 + $1.34) – (10.65 + $1.34)= $7.9/dwelling unit
For a low rise building,
	GMC	= ($37.10 + $2.68) – ($10.11 - $2.68)= $26.99/dwelling unit

The climate zone specific costs were calculated using the DEER cost table SWH50.
4.3 Incremental Measure Cost
Incremental measure cost (IMC) can be calculated using the following equation:

IMC 	= (Measure Equipment Cost + Measure Labor Cost) –
    (Base Case Equipment Cost + Base Case Labor Cost)

For a high rise building,
	GMC 	= ($18.55 + $1.34) – (10.65 + $1.34)= $7.9/dwelling unit
For a low rise building,
	GMC	= ($37.10 + $2.68) – ($10.11 - $2.68)= $26.99/dwelling unit

The climate zone specific costs were calculated using the DEER cost table SWH50.
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SCE13WP002.1 - Calculation Template v2.2.xlsm
Revision History



				Revision		File Name		Date		Change Author		Description of Change

				0.0		Misc. Tech Calc Tmp v0.0.xlsm		16-Mar-12		Brian V. O'Keefe		Original Template for 2013-2014 Bridge Period Program Cycle

				0.1		Calculation Template v0.1.xlsm		20-Mar-12		Brian V. O'Keefe		-Cost NTG Matrix:
     -Inserted a column (G) to account for the incentive method
     -Rearranged columns E through I to clearly display the costing permutation breakout
-Impact Matrix:
     -Rearranged columns F through H to clearly display the impact matrix permutation breakout
-Load Shapes:
     -Two additional load shapes were added to the pull down, DEER:HVAC_Eff_HP and DEER:HVAC_Split-Package_HP
-Cost calculations
     -Updated the 2nd baseline cost for RET measures with code from -(Base Case equipment + Base Case labor) to (Measure Case Equipment - Base Case Equipment)
     -Updated the calculation for direct install incentive methods to calculate for the second baseline.

				2.0		Calculation Template v2.0.xlsm		23-May-12		Brian V. O'Keefe		-Cost NTG Matrix:
     -REA - IMC Calculation was corrected. The old formular would calculate an IMC similar to the other installation types.
-EUL Calculations
     -EUL for predetermined savings was adjusted to populate in the correct cells
     -The EUL calculations were adjusted to properly determine residential versus nonresidential sectos for life calculations.
-Interactive Effects:
     -The interactive effects were updated to the latest exports available from READi on May 22, 2012.
     - PG&E and SDG&E interactive Effects were included to accmodate collaboration workpapers.
     -The weighting for the SCE building types that are not included in DEER were weighted according to the weights on the Data Source Tab.
     -Night Opertaion was added as an option for operating hours with a value of 4100.
-Impaxt Matrix Tab:
     -Columns AU-BS were added to display the calculation results of PG&E and SDG&E results.
     -A work around was generated to allow the template to run with residential interactive effects/op hours are selected with non-res building types. Those rows will have to be deleted when the calculations are run.
-Summary Tables:
     -The summary tables and MMDB Input Tabs were updated to not include the non-SCE climate zones in the list.

				2.1		Calculation Template v2.1.xlsm		25-May-12		Brian V. O'Keefe		-Operating Hours
     -The operating hours for Residential - Multifamily and Residential - Double-Wide Mobile Home were adjusted from the standard Lodging Motel Hours to the DEER2008 values for Lodging - Motel Corridor Hours.
     -All residential exterior operating hours were updated.

				2.2		Calculation Template v2.2.xlsm		31-May-12		Brian V. O'Keefe		-Interactive Effects:
     -The interactive effects were updated with the latest values taken from READi 0.99.7. The export of the lighting summary table used for these interactive effects were taken on May 31, 2012.





Data Sources

		Template Assumptions

		Building Type		Install Area		Hours		Hour Source		Interactive Effects

		All		All		DEER		LightingHVACInteractiveEffects_26Jan2012.xls		LightingHVACInteractiveEffects_26Jan2012.xls



		Cost Multipliers		DEER08 v2.05 Cost table EL50



		No.		MMDB Building Type		Proposed Abbreviation		Weighting		DEER Building Types

		1		Agricultural		Agr		0.1		Office - Small

								0.4		Manufacturing - Light Industrial

								0.5		Storage - Unconditioned

		2		Health/Medical - Clinic		Cli		0.5		Health/Medical - Nursing Home

								0.5		Office - Small

		3		Food Store		FSt		0.5		Grocery

								0.5		Retail - Small

		4		Lodging - Guest Rooms		GsR		1		Lodging - Motel

		5		Industrial		Ind		0.5		Manufacturing - Light Industrial

								0.5		Manufacturing - Bio/Tech

		6		Misc - Commercial		MiC		0.3333333333		Office - Small

								0.3333333333		Restaurant - Sit-Down

								0.3333333333		Retail - Small

		7		Transportation - Communication - Utilities		TCU		0.2		Manufacturing - Light Industrial

								0.2		Office - Large

								0.2		Office - Small

								0.2		Storage - Conditioned

								0.2		Storage - Unconditioned

		8		Multi-Family Residential (Common Area)		MFC*		1		Lodging - Motel

		9		Multi-Family Residential (Dwelling Area)		MFD*		1		Multi-Family Residential

		10		Double Wide Mobile Home (Common Area)		DMC*		1		Lodging - Motel

		11		Double Wide Mobile Home (Dwelling Area)		DMD*		1		Double Wide Mobile Home

		*This two abbrivations may use the standard MFM/DMO if the location is captured in the measure name but I don't think that will be the case.





Summary Table - Impacts

		General Measure Information																PT				1st Baseline Period								2nd Baseline Period								TOU

		Measure Name		Measure RunID		Solution Code		CZ		Building Type		Load Shape		EUL		Unit Definition		Program Type (NEW, ROB, RET)		Applicable Code		Gross Unit Annual Electricity Savings (kWh/unit)		User Entered kW Savings per unit (kW/unit)		Gas      Savings   (Therms)		1st Baseline Useful Life		Gross Unit Annual Electricity Savings (kWh/unit)		User Entered kW Savings per unit (kW/unit)		Gas      Savings   (Therms)		2nd Baseline Useful Life		% Eligible for TOU AC Adjustment

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 06		PM-35626		06		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		27.91		0.00		22.89		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 08		PM-35626		08		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		27.91		0.00		22.55		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 09		PM-35626		09		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		27.91		0.00		22.55		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 10		PM-35626		10		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		27.91		0.00		22.55		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 13		PM-35626		13		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		27.91		0.00		22.52		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 14		PM-35626		14		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		27.91		0.00		22.80		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 15		PM-35626		15		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		27.91		0.00		20.59		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 16		PM-35626		16		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		27.91		0.00		24.52		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 06		PM-22452		06		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		575.31		0.06		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 08		PM-22452		08		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		567.16		0.06		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 09		PM-22452		09		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		567.16		0.06		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 10		PM-22452		10		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		567.16		0.06		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 13		PM-22452		13		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		566.62		0.06		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 14		PM-22452		14		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		573.14		0.06		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 15		PM-22452		15		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		520.41		0.06		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 16		PM-22452		16		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		614.45		0.07		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 06		PM-48756		06		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		242.49		0.03		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 08		PM-48756		08		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		239.30		0.03		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 09		PM-48756		09		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		239.30		0.03		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 10		PM-48756		10		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		239.30		0.03		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 13		PM-48756		13		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		239.08		0.03		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 14		PM-48756		14		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		241.64		0.03		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 15		PM-48756		15		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		220.97		0.02		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 16		PM-48756		16		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		257.83		0.03		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 06		PM-59789		06		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		23.13		0.00		14.16		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 08		PM-59789		08		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		23.13		0.00		13.91		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 09		PM-59789		09		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		23.13		0.00		13.91		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 10		PM-59789		10		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		23.13		0.00		13.89		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 13		PM-59789		13		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		23.13		0.00		13.88		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 14		PM-59789		14		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		23.13		0.00		14.08		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 15		PM-59789		15		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		23.13		0.00		12.45		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 16		PM-59789		16		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		23.13		0.00		15.38		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 06		PM-64745		06		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		361.79		0.04		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 08		PM-64745		08		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		355.81		0.04		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 09		PM-64745		09		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		355.81		0.04		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 10		PM-64745		10		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		355.26		0.04		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 13		PM-64745		13		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		354.99		0.04		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 14		PM-64745		14		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		359.88		0.04		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 15		PM-64745		15		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		321.02		0.04		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 16		PM-64745		16		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		390.87		0.04		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 06		PM-76564		06		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		155.88		0.02		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 08		PM-76564		08		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		153.54		0.02		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 09		PM-76564		09		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		153.54		0.02		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 10		PM-76564		10		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		153.32		0.02		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 13		PM-76564		13		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		153.22		0.02		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 14		PM-76564		14		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		155.13		0.02		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 15		PM-76564		15		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		139.90		0.02		0.00		15.00		0.00		0.00		0.00		0.00		0.00

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 16		PM-76564		16		Residential Multi-family		HeatPump_WtrHt-RC		15.0		per dwelling unit		REA		No		167.28		0.02		0.00		15.00		0.00		0.00		0.00		0.00		0.00



Sumary Table Population



Summary Table - Cost-NTG

		General Measure Information								PT				NTG						IR		1st Baseline Period		2nd Baseline Period		IMC		DIM

		Measure Name		Solution Code		CZ		Unit Definition		Program Type (NEW, ROB, RET)		Applicable Code		NTG Nonres.		NTG Res.		NTG Multi Family		Installation Rate		Gross Measure Cost per unit		Gross Measure Cost per unit		Incremental Measure Cost per unit		Delivery & Incentive Method

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		6		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.27		$0.00		$40.27		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		8		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.27		$0.00		$40.27		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		9		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.28		$0.00		$40.28		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		10		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.27		$0.00		$40.27		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		13		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.46		$0.00		$40.46		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		14		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.21		$0.00		$40.21		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		15		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.27		$0.00		$40.27		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		16		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.35		$0.00		$40.35		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		6		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.27		Financial Support / Direct Install

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		8		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.27		Financial Support / Direct Install

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		9		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.28		Financial Support / Direct Install

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		10		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.27		Financial Support / Direct Install

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		13		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.46		Financial Support / Direct Install

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		14		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.21		Financial Support / Direct Install

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		15		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.27		Financial Support / Direct Install

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		16		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.35		Financial Support / Direct Install

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		6		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.27		$0.00		$40.27		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		8		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.27		$0.00		$40.27		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		9		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.28		$0.00		$40.28		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		10		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.27		$0.00		$40.27		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		13		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.46		$0.00		$40.46		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		14		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.21		$0.00		$40.21		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		15		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.27		$0.00		$40.27		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		16		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.35		$0.00		$40.35		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		6		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.27		Financial Support / Direct Install

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		8		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.27		Financial Support / Direct Install

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		9		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.28		Financial Support / Direct Install

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		10		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.27		Financial Support / Direct Install

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		13		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.46		Financial Support / Direct Install

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		14		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.21		Financial Support / Direct Install

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		15		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.27		Financial Support / Direct Install

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		16		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.35		Financial Support / Direct Install

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		6		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.27		$0.00		$40.27		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		8		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.27		$0.00		$40.27		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		9		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.28		$0.00		$40.28		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		10		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.27		$0.00		$40.27		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		13		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.46		$0.00		$40.46		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		14		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.21		$0.00		$40.21		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		15		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.27		$0.00		$40.27		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		16		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$40.35		$0.00		$40.35		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		6		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.27		Financial Support / Direct Install

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		8		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.27		Financial Support / Direct Install

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		9		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.28		Financial Support / Direct Install

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		10		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.27		Financial Support / Direct Install

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		13		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.46		Financial Support / Direct Install

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		14		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.21		Financial Support / Direct Install

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		15		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.27		Financial Support / Direct Install

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		16		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$40.35		Financial Support / Direct Install

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		6		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.13		$0.00		$20.13		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		8		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.14		$0.00		$20.14		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		9		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.14		$0.00		$20.14		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		10		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.13		$0.00		$20.13		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		13		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.23		$0.00		$20.23		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		14		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.11		$0.00		$20.11		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		15		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.13		$0.00		$20.13		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		16		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.18		$0.00		$20.18		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		6		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.13		Financial Support / Direct Install

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		8		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.14		Financial Support / Direct Install

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		9		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.14		Financial Support / Direct Install

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		10		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.13		Financial Support / Direct Install

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		13		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.23		Financial Support / Direct Install

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		14		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.11		Financial Support / Direct Install

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		15		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.13		Financial Support / Direct Install

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		16		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.18		Financial Support / Direct Install

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		6		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.13		$0.00		$20.13		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		8		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.14		$0.00		$20.14		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		9		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.14		$0.00		$20.14		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		10		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.13		$0.00		$20.13		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		13		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.23		$0.00		$20.23		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		14		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.11		$0.00		$20.11		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		15		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.13		$0.00		$20.13		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		16		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.18		$0.00		$20.18		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		6		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.13		Financial Support / Direct Install

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		8		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.14		Financial Support / Direct Install

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		9		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.14		Financial Support / Direct Install

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		10		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.13		Financial Support / Direct Install

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		13		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.23		Financial Support / Direct Install

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		14		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.11		Financial Support / Direct Install

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		15		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.13		Financial Support / Direct Install

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		16		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.18		Financial Support / Direct Install

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		6		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.13		$0.00		$20.13		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		8		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.14		$0.00		$20.14		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		9		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.14		$0.00		$20.14		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		10		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.13		$0.00		$20.13		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		13		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.23		$0.00		$20.23		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		14		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.11		$0.00		$20.11		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		15		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.13		$0.00		$20.13		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		16		per dwelling unit		REA		No		N/A		N/A		0.70		1.00		$20.18		$0.00		$20.18		Financial Support / Down-Stream Incentive - Deemed

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		6		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.13		Financial Support / Direct Install

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		8		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.14		Financial Support / Direct Install

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		9		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.14		Financial Support / Direct Install

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		10		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.13		Financial Support / Direct Install

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		13		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.23		Financial Support / Direct Install

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		14		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.11		Financial Support / Direct Install

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		15		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.13		Financial Support / Direct Install

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		16		per dwelling unit		REA		No		N/A		N/A		0.85		1.00		From Program		$0.00		$20.18		Financial Support / Direct Install





































































Measure List

				Rev Status				Measure Name				Load Shape/Unit Definition				Code		Building Attributes								Measure Wattages						Predetermined Savings Values/EUL																TOU/End Use				Measure Costs

				This section indicates the activity of the measures since the previous revision of the workpaper.				This Section contains measure names and measure identifiers at the core measure level.				This section contains the load shape and unit definition which does not affect the meausre calculations.				Indicate if there is applicable code applied to the calculations.		This section contains the calcualtion ajdustments that directly effect the calculations. The values should default to DEER unless specified otherwise														This section if the savings for this workpaper are generated from another source, i.e. eQuest or other modeling software. This section also assumes that the savings do not vary by building type or climate zone. If the values change by building type or climate zone please manipulate on the Impact Matrix Tab.																This section contains the TOU and End Use which are for reporting but required at the meausre level.

		Measure Count		Activity Since Previous Revision		Summary		MMDB Measure Name		Solution Code		Measure Electric End Use Shape (Load Shape)		Unit Definition		Applicable Code (RET Only)		Interactive Effects Schedule		Operating Schedulte		Interactive Effects		Coincident Diversity Factors		Measure Case Wattage (kW)		Base Case Wattage (kW) (1st Baseline)		Base Case Wattage (kW) (2nd Baseline)		Population with Predetermined Savings Values		EUL		1st Baseline Period - kWh Energy Savings		1st Baseline Period - kW Demand Reduction		1st Baseline Period - Gas Savings (Therm)		2nd Baseline Period - kWh Energy Savings		2nd Baseline Period - kW Demand Reduction		2nd Baseline Period - Gas Savings (Therm)		% Eligible for TOU AC Adjustment		SCE End Use		Base Case Cost    ($/unit)		Base Case Labor Cost ($/unit)

Brian V. O'Keefe: Brian V. O'Keefe:
It is typical for the base case labor cost to be the same as the measure case labor cost therefore this field has been defaulted to the measure case cost.  If the particular measure in this work paper has a different value for the base case cost, simply enter the value in this column as appropriate.		Measure Equipment Cost   ($/unit)		Measure labor Cost   ($/unit)

		1		Measure Modified		Revise Assumptions		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		HeatPump_WtrHt-RC		per dwelling unit		No		CFL		DEER		DEER		DEER		N/A		N/A		N/A		Yes		15.00		0.00		0.00		0.00		0.00		0.00		0.00		0.00		Water Heating		$10.11		$2.68		$37.10		$2.68

		2		Measure Modified		Revise Assumptions		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		HeatPump_WtrHt-RC		per dwelling unit		No		CFL		DEER		DEER		DEER		N/A		N/A		N/A		Yes		15.00		0.00		0.00		0.00		0.00		0.00		0.00		0.00		Water Heating		$10.11		$2.68		$37.10		$2.68

		3		Measure Modified		Revise Assumptions		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		HeatPump_WtrHt-RC		per dwelling unit		No		CFL		DEER		DEER		DEER		N/A		N/A		N/A		Yes		15.00		0.00		0.00		0.00		0.00		0.00		0.00		0.00		Water Heating		$10.11		$2.68		$37.10		$2.68

		4		Measure Modified		Revise Assumptions		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		HeatPump_WtrHt-RC		per dwelling unit		No		CFL		DEER		DEER		DEER		N/A		N/A		N/A		Yes		15.00		0.00		0.00		0.00		0.00		0.00		0.00		0.00		Water Heating		$10.65		$1.34		$18.55		$1.34

		5		Measure Modified		Revise Assumptions		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		HeatPump_WtrHt-RC		per dwelling unit		No		CFL		DEER		DEER		DEER		N/A		N/A		N/A		Yes		15.00		0.00		0.00		0.00		0.00		0.00		0.00		0.00		Water Heating		$10.65		$1.34		$18.55		$1.34

		6		Measure Modified		Revise Assumptions		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		HeatPump_WtrHt-RC		per dwelling unit		No		CFL		DEER		DEER		DEER		N/A		N/A		N/A		Yes		15.00		0.00		0.00		0.00		0.00		0.00		0.00		0.00		Water Heating		$10.65		$1.34		$18.55		$1.34



Impact Generation

Cost and NTG Generation



Matrix Permutations

				Matrix Selection

				Program type is a permutation for both the measure impacts and measure cost. The number of program types selected will be a factor in quantity for matrix measures and cost records.		Building type is a permutation for only the impact values. The operating hours and interactive effects vary by building type. SCE maintains a list of 33 building types, 30 nonresidential and 3 residential.		Climate zone is a permutation for both the measure impacts and measure cost. The number of climate zones selected will be a factor in quantity for matrix measures and cost records. (Unless for an explicit reason, always select all 8 SCE climate zones.)		Delivery and Incentive Method is a permutation for only the cost values. Depending on the delivery/incentive method the cost may or may not need to be calculated.

				Program Type		Building Type List		Climate Zone List		Delivery and Incentive Method

		1		REA		Residential Multi-family		01		Financial Support / Down-Stream Incentive - Deemed

		2						02		Financial Support / Direct Install

		3						03

		4						04

		5						05

		6						06

		7						07

		8						08

		9						09

		10						10

		11						11

		12						12

		13						13

		14						14

		15						15

		16						16

		17

		18

		19

		20

		21

		22

		23

		24

		25

		26

		27

		28

		29

		30

		31

		32

		33

		Totals		1		1		16		2





Impact Matrix

		Rev Status				Measure Name						Impact Permutations						Load Shape/EUL/Unit Definition								Code		Building Attributes																1st Baseline Period														2nd Baseline Period														TOU		End Use						Sector		Vlookup Data												Impact Permutations						PGE Measure Results																						SDGE Measure Results																						SCG Measure Results

		This section indicates the activity of the measures since the previous revision of the workpaper.				This Section contains measure names and measure identifiers at the core measure level and the matrix measure level.						This section indicates the impact permutations used to derive unique records.						This section contains information that is not dependent on install type (i.e. RET, ROB, NEW, or REA) and does not have an impact on the calculatoin methodology for code versus customer savings.										Measure default values used for calculations in both the intial 1st baseline period and the 2nd baseline period.																Values in this section are for the initial baseline period for the measure.  In this section the base case used will be the customer installed baseline for RET and REA measures and the above code or industry standard practice for ROB and NEW measures.  In this period ROB, NEW, and REA measures will use the full EUL. RET measures that do not have application will also use the full EUL.														Values in this section are for the remainder of the measure EUL period for Retrofit measures that have applicable code.  In this period both ROB and REA will show no values since there exists no 2nd baseline for those measure groups.																The end uses that are tracked in the MMDB do not line up with the end uses that the CPUC would like SCE to report with.  These columns address that concern.																				This section indicates the impact permutations used to derive unique records.						Interactive Effects/Conincident Diversity Factor										1st Baseline Results						2nd Baseline Results						Interactive Effects/Conincident Diversity Factor										1st Baseline Results						2nd Baseline Results						Interactive Effects/Conincident Diversity Factor										1st Baseline Results						2nd Baseline Results

																																												Decimal Accuracy						2		5		5		1		Decimal Accuracy						2		5		5		1

		Activity Since Previous Revision		Summary		MMDB Measure Name		Measure RunID		Solution Code		Program Type (NEW, ROB, RET)		Building Type		CZ		Measure Electric End Use Shape (Load Shape)		E3 Alt Building Type		EUL		Unit Definition		Applicable Code (RET Only)		Operating Schedulte		Annual Operating Hours		Interactive Effects		Energy Interactive Effects		Demand Interactive Effects		Coincident Diversity Factors		Coincident Diversity Factors		Therm Interactive Effects		Base Case Wattage (kW) (1st Baseline)		Measure Case Wattage (kW)		Delta Watts (kW)		kWh Energy Savings		kW Demand Reduction		Gas Savings (Therm)		RUL		Base Case Wattage (kW) (2nd Baseline)		Measure Case Wattage (kW)		Delta Watts (kW)		kWh Energy Savings		kW Demand Reduction		Gas Savings (Therm)		EUL-RUL		% Eligible for TOU AC Adjustment		SCE End Use		Nonresidential CPUC End Use (Regulatory End Use)		Residential CPUC End Use (Regulatory End Use)		Res or NonRes		Operating Hours, Intereactive Effect, and Coincident Diversity Factor		Operating Hours		Interactive Effects		Coincident Diversty		Load Shpae		BT Abbriveation		Program Type (NEW, ROB, RET)		Building Type		CZ		Operating Hours		Energy Interactive Effects		Demand Interactive Effects		Coincident Diversity Factors		Therm Interactive Effects		kWh Energy Savings		kW Demand Reduction		Gas Savings (Therm)		kWh Energy Savings		kW Demand Reduction		Gas Savings (Therm)		Operating Hours		Energy Interactive Effects		Demand Interactive Effects		Coincident Diversity Factors		Therm Interactive Effects		kWh Energy Savings		kW Demand Reduction		Gas Savings (Therm)		kWh Energy Savings		kW Demand Reduction		Gas Savings (Therm)		Operating Hours		Energy Interactive Effects		Demand Interactive Effects		Coincident Diversity Factors		Therm Interactive Effects		kWh Energy Savings		kW Demand Reduction		Gas Savings (Therm)		kWh Energy Savings		kW Demand Reduction		Gas Savings (Therm)

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 01		PM-35626		REA		Residential Multi-family		01		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		24.61364		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 01		DEER - Residential Multi-family		DEER - Residential Multi-family - 01		DEER - Residential Multi-family - 01		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		01		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		24.61364		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		24.61		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		24.61		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 02		PM-35626		REA		Residential Multi-family		02		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		23.70455		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 02		DEER - Residential Multi-family		DEER - Residential Multi-family - 02		DEER - Residential Multi-family - 02		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		02		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		23.70455		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		23.70		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		23.70		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 03		PM-35626		REA		Residential Multi-family		03		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		23.65909		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 03		DEER - Residential Multi-family		DEER - Residential Multi-family - 03		DEER - Residential Multi-family - 03		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		03		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		23.65909		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		23.66		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		23.66		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 04		PM-35626		REA		Residential Multi-family		04		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		23.34091		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 04		DEER - Residential Multi-family		DEER - Residential Multi-family - 04		DEER - Residential Multi-family - 04		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		04		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		23.34091		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		23.34		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		23.34		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 05		PM-35626		REA		Residential Multi-family		05		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		23.90909		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 05		DEER - Residential Multi-family		DEER - Residential Multi-family - 05		DEER - Residential Multi-family - 05		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		05		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		23.90909		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		23.91		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		23.91		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 06		PM-35626		REA		Residential Multi-family		06		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		22.88636		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 06		DEER - Residential Multi-family		DEER - Residential Multi-family - 06		DEER - Residential Multi-family - 06		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		06		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		22.88636		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		22.89		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		22.89		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 07		PM-35626		REA		Residential Multi-family		07		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		22.68182		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 07		DEER - Residential Multi-family		DEER - Residential Multi-family - 07		DEER - Residential Multi-family - 07		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		07		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		22.68182		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		22.68		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		22.68		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 08		PM-35626		REA		Residential Multi-family		08		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		22.54545		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 08		DEER - Residential Multi-family		DEER - Residential Multi-family - 08		DEER - Residential Multi-family - 08		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		08		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		22.54545		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		22.55		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		22.55		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 09		PM-35626		REA		Residential Multi-family		09		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		22.54545		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 09		DEER - Residential Multi-family		DEER - Residential Multi-family - 09		DEER - Residential Multi-family - 09		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		09		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		22.54545		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		22.55		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		22.55		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 10		PM-35626		REA		Residential Multi-family		10		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		22.54545		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 10		DEER - Residential Multi-family		DEER - Residential Multi-family - 10		DEER - Residential Multi-family - 10		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		10		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		22.54545		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		22.55		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		22.55		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 11		PM-35626		REA		Residential Multi-family		11		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		22.68182		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 11		DEER - Residential Multi-family		DEER - Residential Multi-family - 11		DEER - Residential Multi-family - 11		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		11		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		22.68182		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		22.68		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		22.68		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 12		PM-35626		REA		Residential Multi-family		12		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		23.09091		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 12		DEER - Residential Multi-family		DEER - Residential Multi-family - 12		DEER - Residential Multi-family - 12		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		12		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		23.09091		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		23.09		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		23.09		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 13		PM-35626		REA		Residential Multi-family		13		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		22.52273		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 13		DEER - Residential Multi-family		DEER - Residential Multi-family - 13		DEER - Residential Multi-family - 13		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		13		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		22.52273		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		22.52		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		22.52		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 14		PM-35626		REA		Residential Multi-family		14		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		22.79545		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 14		DEER - Residential Multi-family		DEER - Residential Multi-family - 14		DEER - Residential Multi-family - 14		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		14		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		22.79545		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		22.80		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		22.80		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 15		PM-35626		REA		Residential Multi-family		15		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		20.59091		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 15		DEER - Residential Multi-family		DEER - Residential Multi-family - 15		DEER - Residential Multi-family - 15		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		15		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		20.59091		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		20.59		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		20.59		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626 - REA - MFM - 16		PM-35626		REA		Residential Multi-family		16		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		24.52273		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 16		DEER - Residential Multi-family		DEER - Residential Multi-family - 16		DEER - Residential Multi-family - 16		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		16		N/A		N/A		N/A		N/A		N/A		27.90909		0.00309		24.52273		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		24.52		0		0		0		N/A		N/A		N/A		N/A		N/A		27.91		0.00318		24.52		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 01		PM-22452		REA		Residential Multi-family		01		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		616.62709		0.06834		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 01		DEER - Residential Multi-family		DEER - Residential Multi-family - 01		DEER - Residential Multi-family - 01		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		01		N/A		N/A		N/A		N/A		N/A		616.62709		0.06834		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		616.63		0.06834		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 02		PM-22452		REA		Residential Multi-family		02		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		594.88312		0.06593		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 02		DEER - Residential Multi-family		DEER - Residential Multi-family - 02		DEER - Residential Multi-family - 02		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		02		N/A		N/A		N/A		N/A		N/A		594.88312		0.06593		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		594.88		0.06593		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 03		PM-22452		REA		Residential Multi-family		03		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		593.79592		0.06581		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 03		DEER - Residential Multi-family		DEER - Residential Multi-family - 03		DEER - Residential Multi-family - 03		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		03		N/A		N/A		N/A		N/A		N/A		593.79592		0.06581		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		593.80		0.06581		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 04		PM-22452		REA		Residential Multi-family		04		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		586.18553		0.06497		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 04		DEER - Residential Multi-family		DEER - Residential Multi-family - 04		DEER - Residential Multi-family - 04		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		04		N/A		N/A		N/A		N/A		N/A		586.18553		0.06497		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		586.19		0.06497		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 05		PM-22452		REA		Residential Multi-family		05		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		599.77551		0.06647		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 05		DEER - Residential Multi-family		DEER - Residential Multi-family - 05		DEER - Residential Multi-family - 05		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		05		N/A		N/A		N/A		N/A		N/A		599.77551		0.06647		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		599.78		0.06647		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 06		PM-22452		REA		Residential Multi-family		06		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		575.31354		0.06377		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 06		DEER - Residential Multi-family		DEER - Residential Multi-family - 06		DEER - Residential Multi-family - 06		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		06		N/A		N/A		N/A		N/A		N/A		575.31354		0.06377		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		575.31		0.06377		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 07		PM-22452		REA		Residential Multi-family		07		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		570.42115		0.06323		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 07		DEER - Residential Multi-family		DEER - Residential Multi-family - 07		DEER - Residential Multi-family - 07		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		07		N/A		N/A		N/A		N/A		N/A		570.42115		0.06323		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		570.42		0.06323		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 08		PM-22452		REA		Residential Multi-family		08		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		567.15955		0.06286		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 08		DEER - Residential Multi-family		DEER - Residential Multi-family - 08		DEER - Residential Multi-family - 08		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		08		N/A		N/A		N/A		N/A		N/A		567.15955		0.06286		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		567.16		0.06286		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 09		PM-22452		REA		Residential Multi-family		09		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		567.15955		0.06286		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 09		DEER - Residential Multi-family		DEER - Residential Multi-family - 09		DEER - Residential Multi-family - 09		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		09		N/A		N/A		N/A		N/A		N/A		567.15955		0.06286		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		567.16		0.06286		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 10		PM-22452		REA		Residential Multi-family		10		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		567.15955		0.06286		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 10		DEER - Residential Multi-family		DEER - Residential Multi-family - 10		DEER - Residential Multi-family - 10		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		10		N/A		N/A		N/A		N/A		N/A		567.15955		0.06286		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		567.16		0.06286		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 11		PM-22452		REA		Residential Multi-family		11		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		570.42115		0.06323		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 11		DEER - Residential Multi-family		DEER - Residential Multi-family - 11		DEER - Residential Multi-family - 11		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		11		N/A		N/A		N/A		N/A		N/A		570.42115		0.06323		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		570.42		0.06323		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 12		PM-22452		REA		Residential Multi-family		12		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		580.20594		0.06431		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 12		DEER - Residential Multi-family		DEER - Residential Multi-family - 12		DEER - Residential Multi-family - 12		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		12		N/A		N/A		N/A		N/A		N/A		580.20594		0.06431		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		580.21		0.06431		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 13		PM-22452		REA		Residential Multi-family		13		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		566.61596		0.06280		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 13		DEER - Residential Multi-family		DEER - Residential Multi-family - 13		DEER - Residential Multi-family - 13		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		13		N/A		N/A		N/A		N/A		N/A		566.61596		0.06280		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		566.62		0.06280		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 14		PM-22452		REA		Residential Multi-family		14		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		573.13915		0.06353		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 14		DEER - Residential Multi-family		DEER - Residential Multi-family - 14		DEER - Residential Multi-family - 14		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		14		N/A		N/A		N/A		N/A		N/A		573.13915		0.06353		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		573.14		0.06353		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 15		PM-22452		REA		Residential Multi-family		15		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		520.41002		0.05769		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 15		DEER - Residential Multi-family		DEER - Residential Multi-family - 15		DEER - Residential Multi-family - 15		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		15		N/A		N/A		N/A		N/A		N/A		520.41002		0.05769		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		520.41		0.05769		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452 - REA - MFM - 16		PM-22452		REA		Residential Multi-family		16		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		614.45269		0.06810		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 16		DEER - Residential Multi-family		DEER - Residential Multi-family - 16		DEER - Residential Multi-family - 16		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		16		N/A		N/A		N/A		N/A		N/A		614.45269		0.06810		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		614.45		0.06810		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 01		PM-48756		REA		Residential Multi-family		01		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		258.68655		0.02872		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 01		DEER - Residential Multi-family		DEER - Residential Multi-family - 01		DEER - Residential Multi-family - 01		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		01		N/A		N/A		N/A		N/A		N/A		258.68655		0.02872		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 02		PM-48756		REA		Residential Multi-family		02		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		250.16291		0.02778		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 02		DEER - Residential Multi-family		DEER - Residential Multi-family - 02		DEER - Residential Multi-family - 02		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		02		N/A		N/A		N/A		N/A		N/A		250.16291		0.02778		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 03		PM-48756		REA		Residential Multi-family		03		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		249.73673		0.02773		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 03		DEER - Residential Multi-family		DEER - Residential Multi-family - 03		DEER - Residential Multi-family - 03		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		03		N/A		N/A		N/A		N/A		N/A		249.73673		0.02773		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 04		PM-48756		REA		Residential Multi-family		04		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		246.75345		0.02740		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 04		DEER - Residential Multi-family		DEER - Residential Multi-family - 04		DEER - Residential Multi-family - 04		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		04		N/A		N/A		N/A		N/A		N/A		246.75345		0.02740		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 05		PM-48756		REA		Residential Multi-family		05		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		252.08073		0.02799		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 05		DEER - Residential Multi-family		DEER - Residential Multi-family - 05		DEER - Residential Multi-family - 05		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		05		N/A		N/A		N/A		N/A		N/A		252.08073		0.02799		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 06		PM-48756		REA		Residential Multi-family		06		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		242.49164		0.02693		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 06		DEER - Residential Multi-family		DEER - Residential Multi-family - 06		DEER - Residential Multi-family - 06		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		06		N/A		N/A		N/A		N/A		N/A		242.49164		0.02693		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 07		PM-48756		REA		Residential Multi-family		07		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		240.57382		0.02672		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 07		DEER - Residential Multi-family		DEER - Residential Multi-family - 07		DEER - Residential Multi-family - 07		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		07		N/A		N/A		N/A		N/A		N/A		240.57382		0.02672		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 08		PM-48756		REA		Residential Multi-family		08		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		239.29527		0.02658		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 08		DEER - Residential Multi-family		DEER - Residential Multi-family - 08		DEER - Residential Multi-family - 08		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		08		N/A		N/A		N/A		N/A		N/A		239.29527		0.02658		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 09		PM-48756		REA		Residential Multi-family		09		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		239.29527		0.02658		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 09		DEER - Residential Multi-family		DEER - Residential Multi-family - 09		DEER - Residential Multi-family - 09		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		09		N/A		N/A		N/A		N/A		N/A		239.29527		0.02658		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 10		PM-48756		REA		Residential Multi-family		10		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		239.29527		0.02658		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 10		DEER - Residential Multi-family		DEER - Residential Multi-family - 10		DEER - Residential Multi-family - 10		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		10		N/A		N/A		N/A		N/A		N/A		239.29527		0.02658		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 11		PM-48756		REA		Residential Multi-family		11		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		240.57382		0.02672		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 11		DEER - Residential Multi-family		DEER - Residential Multi-family - 11		DEER - Residential Multi-family - 11		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		11		N/A		N/A		N/A		N/A		N/A		240.57382		0.02672		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 12		PM-48756		REA		Residential Multi-family		12		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		244.40945		0.02714		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 12		DEER - Residential Multi-family		DEER - Residential Multi-family - 12		DEER - Residential Multi-family - 12		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		12		N/A		N/A		N/A		N/A		N/A		244.40945		0.02714		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 13		PM-48756		REA		Residential Multi-family		13		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		239.08218		0.02655		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 13		DEER - Residential Multi-family		DEER - Residential Multi-family - 13		DEER - Residential Multi-family - 13		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		13		N/A		N/A		N/A		N/A		N/A		239.08218		0.02655		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 14		PM-48756		REA		Residential Multi-family		14		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		241.63927		0.02684		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 14		DEER - Residential Multi-family		DEER - Residential Multi-family - 14		DEER - Residential Multi-family - 14		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		14		N/A		N/A		N/A		N/A		N/A		241.63927		0.02684		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 15		PM-48756		REA		Residential Multi-family		15		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		220.96945		0.02455		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 15		DEER - Residential Multi-family		DEER - Residential Multi-family - 15		DEER - Residential Multi-family - 15		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		15		N/A		N/A		N/A		N/A		N/A		220.96945		0.02455		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756 - REA - MFM - 16		PM-48756		REA		Residential Multi-family		16		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		257.83418		0.02863		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 16		DEER - Residential Multi-family		DEER - Residential Multi-family - 16		DEER - Residential Multi-family - 16		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		16		N/A		N/A		N/A		N/A		N/A		257.83418		0.02863		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 01		PM-59789		REA		Residential Multi-family		01		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		15.44318		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 01		DEER - Residential Multi-family		DEER - Residential Multi-family - 01		DEER - Residential Multi-family - 01		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		01		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		15.44318		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		15.44		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		15.44		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 02		PM-59789		REA		Residential Multi-family		02		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		14.75000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 02		DEER - Residential Multi-family		DEER - Residential Multi-family - 02		DEER - Residential Multi-family - 02		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		02		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		14.75000		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		14.75		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		14.75		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 03		PM-59789		REA		Residential Multi-family		03		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		14.73864		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 03		DEER - Residential Multi-family		DEER - Residential Multi-family - 03		DEER - Residential Multi-family - 03		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		03		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		14.73864		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		14.74		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		14.74		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 04		PM-59789		REA		Residential Multi-family		04		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		14.47727		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 04		DEER - Residential Multi-family		DEER - Residential Multi-family - 04		DEER - Residential Multi-family - 04		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		04		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		14.47727		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		14.48		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		14.48		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 05		PM-59789		REA		Residential Multi-family		05		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		14.90909		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 05		DEER - Residential Multi-family		DEER - Residential Multi-family - 05		DEER - Residential Multi-family - 05		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		05		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		14.90909		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		14.91		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		14.91		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 06		PM-59789		REA		Residential Multi-family		06		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		14.15909		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 06		DEER - Residential Multi-family		DEER - Residential Multi-family - 06		DEER - Residential Multi-family - 06		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		06		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		14.15909		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		14.16		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		14.16		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 07		PM-59789		REA		Residential Multi-family		07		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		14.02273		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 07		DEER - Residential Multi-family		DEER - Residential Multi-family - 07		DEER - Residential Multi-family - 07		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		07		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		14.02273		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		14.02		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		14.02		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 08		PM-59789		REA		Residential Multi-family		08		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		13.90909		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 08		DEER - Residential Multi-family		DEER - Residential Multi-family - 08		DEER - Residential Multi-family - 08		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		08		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		13.90909		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		13.91		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		13.91		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 09		PM-59789		REA		Residential Multi-family		09		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		13.90909		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 09		DEER - Residential Multi-family		DEER - Residential Multi-family - 09		DEER - Residential Multi-family - 09		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		09		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		13.90909		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		13.91		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		13.91		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 10		PM-59789		REA		Residential Multi-family		10		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		13.88636		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 10		DEER - Residential Multi-family		DEER - Residential Multi-family - 10		DEER - Residential Multi-family - 10		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		10		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		13.88636		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		13.89		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		13.89		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 11		PM-59789		REA		Residential Multi-family		11		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		13.98864		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 11		DEER - Residential Multi-family		DEER - Residential Multi-family - 11		DEER - Residential Multi-family - 11		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		11		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		13.98864		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		13.99		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		13.99		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 12		PM-59789		REA		Residential Multi-family		12		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		14.28409		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 12		DEER - Residential Multi-family		DEER - Residential Multi-family - 12		DEER - Residential Multi-family - 12		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		12		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		14.28409		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		14.28		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		14.28		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 13		PM-59789		REA		Residential Multi-family		13		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		13.87500		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 13		DEER - Residential Multi-family		DEER - Residential Multi-family - 13		DEER - Residential Multi-family - 13		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		13		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		13.87500		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		13.88		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		13.88		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 14		PM-59789		REA		Residential Multi-family		14		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		14.07955		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 14		DEER - Residential Multi-family		DEER - Residential Multi-family - 14		DEER - Residential Multi-family - 14		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		14		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		14.07955		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		14.08		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		14.08		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 15		PM-59789		REA		Residential Multi-family		15		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		12.45455		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 15		DEER - Residential Multi-family		DEER - Residential Multi-family - 15		DEER - Residential Multi-family - 15		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		15		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		12.45455		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		12.45		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		12.45		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789 - REA - MFM - 16		PM-59789		REA		Residential Multi-family		16		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		15.37500		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 16		DEER - Residential Multi-family		DEER - Residential Multi-family - 16		DEER - Residential Multi-family - 16		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		16		N/A		N/A		N/A		N/A		N/A		23.12500		0.00256		15.37500		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		15.38		0		0		0		N/A		N/A		N/A		N/A		N/A		23.13		0.00265		15.38		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 01		PM-64745		REA		Residential Multi-family		01		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		392.50070		0.04353		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 01		DEER - Residential Multi-family		DEER - Residential Multi-family - 01		DEER - Residential Multi-family - 01		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		01		N/A		N/A		N/A		N/A		N/A		392.50070		0.04353		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		392.50		0.04353		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 02		PM-64745		REA		Residential Multi-family		02		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		375.92092		0.04169		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 02		DEER - Residential Multi-family		DEER - Residential Multi-family - 02		DEER - Residential Multi-family - 02		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		02		N/A		N/A		N/A		N/A		N/A		375.92092		0.04169		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		375.92		0.04169		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 03		PM-64745		REA		Residential Multi-family		03		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		375.64912		0.04166		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 03		DEER - Residential Multi-family		DEER - Residential Multi-family - 03		DEER - Residential Multi-family - 03		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		03		N/A		N/A		N/A		N/A		N/A		375.64912		0.04166		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		375.65		0.04166		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 04		PM-64745		REA		Residential Multi-family		04		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		369.39773		0.04097		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 04		DEER - Residential Multi-family		DEER - Residential Multi-family - 04		DEER - Residential Multi-family - 04		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		04		N/A		N/A		N/A		N/A		N/A		369.39773		0.04097		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		369.40		0.04097		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 05		PM-64745		REA		Residential Multi-family		05		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		379.72611		0.04212		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 05		DEER - Residential Multi-family		DEER - Residential Multi-family - 05		DEER - Residential Multi-family - 05		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		05		N/A		N/A		N/A		N/A		N/A		379.72611		0.04212		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		379.73		0.04212		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 06		PM-64745		REA		Residential Multi-family		06		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		361.78734		0.04013		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 06		DEER - Residential Multi-family		DEER - Residential Multi-family - 06		DEER - Residential Multi-family - 06		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		06		N/A		N/A		N/A		N/A		N/A		361.78734		0.04013		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		361.79		0.04013		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 07		PM-64745		REA		Residential Multi-family		07		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		358.52574		0.03977		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 07		DEER - Residential Multi-family		DEER - Residential Multi-family - 07		DEER - Residential Multi-family - 07		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		07		N/A		N/A		N/A		N/A		N/A		358.52574		0.03977		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		358.53		0.03977		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 08		PM-64745		REA		Residential Multi-family		08		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		355.80775		0.03947		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 08		DEER - Residential Multi-family		DEER - Residential Multi-family - 08		DEER - Residential Multi-family - 08		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		08		N/A		N/A		N/A		N/A		N/A		355.80775		0.03947		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		355.81		0.03947		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 09		PM-64745		REA		Residential Multi-family		09		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		355.80775		0.03947		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 09		DEER - Residential Multi-family		DEER - Residential Multi-family - 09		DEER - Residential Multi-family - 09		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		09		N/A		N/A		N/A		N/A		N/A		355.80775		0.03947		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		355.81		0.03947		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 10		PM-64745		REA		Residential Multi-family		10		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		355.26415		0.03941		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 10		DEER - Residential Multi-family		DEER - Residential Multi-family - 10		DEER - Residential Multi-family - 10		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		10		N/A		N/A		N/A		N/A		N/A		355.26415		0.03941		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		355.26		0.03941		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 11		PM-64745		REA		Residential Multi-family		11		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		357.71034		0.03968		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 11		DEER - Residential Multi-family		DEER - Residential Multi-family - 11		DEER - Residential Multi-family - 11		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		11		N/A		N/A		N/A		N/A		N/A		357.71034		0.03968		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		357.71		0.03968		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 12		PM-64745		REA		Residential Multi-family		12		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		364.77713		0.04046		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 12		DEER - Residential Multi-family		DEER - Residential Multi-family - 12		DEER - Residential Multi-family - 12		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		12		N/A		N/A		N/A		N/A		N/A		364.77713		0.04046		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		364.78		0.04046		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 13		PM-64745		REA		Residential Multi-family		13		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		354.99235		0.03938		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 13		DEER - Residential Multi-family		DEER - Residential Multi-family - 13		DEER - Residential Multi-family - 13		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		13		N/A		N/A		N/A		N/A		N/A		354.99235		0.03938		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		354.99		0.03938		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 14		PM-64745		REA		Residential Multi-family		14		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		359.88474		0.03992		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 14		DEER - Residential Multi-family		DEER - Residential Multi-family - 14		DEER - Residential Multi-family - 14		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		14		N/A		N/A		N/A		N/A		N/A		359.88474		0.03992		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		359.88		0.03992		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 15		PM-64745		REA		Residential Multi-family		15		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		321.01739		0.03562		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 15		DEER - Residential Multi-family		DEER - Residential Multi-family - 15		DEER - Residential Multi-family - 15		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		15		N/A		N/A		N/A		N/A		N/A		321.01739		0.03562		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		321.02		0.03562		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745 - REA - MFM - 16		PM-64745		REA		Residential Multi-family		16		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		390.86990		0.04335		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 16		DEER - Residential Multi-family		DEER - Residential Multi-family - 16		DEER - Residential Multi-family - 16		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		16		N/A		N/A		N/A		N/A		N/A		390.86990		0.04335		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		390.87		0.04335		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 01		PM-76564		REA		Residential Multi-family		01		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		167.92027		0.01867		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 01		DEER - Residential Multi-family		DEER - Residential Multi-family - 01		DEER - Residential Multi-family - 01		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		01		N/A		N/A		N/A		N/A		N/A		167.92027		0.01867		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 02		PM-76564		REA		Residential Multi-family		02		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		161.42100		0.01795		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 02		DEER - Residential Multi-family		DEER - Residential Multi-family - 02		DEER - Residential Multi-family - 02		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		02		N/A		N/A		N/A		N/A		N/A		161.42100		0.01795		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 03		PM-76564		REA		Residential Multi-family		03		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		161.31445		0.01794		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 03		DEER - Residential Multi-family		DEER - Residential Multi-family - 03		DEER - Residential Multi-family - 03		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		03		N/A		N/A		N/A		N/A		N/A		161.31445		0.01794		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 04		PM-76564		REA		Residential Multi-family		04		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		158.86391		0.01767		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 04		DEER - Residential Multi-family		DEER - Residential Multi-family - 04		DEER - Residential Multi-family - 04		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		04		N/A		N/A		N/A		N/A		N/A		158.86391		0.01767		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 05		PM-76564		REA		Residential Multi-family		05		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		162.91264		0.01812		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 05		DEER - Residential Multi-family		DEER - Residential Multi-family - 05		DEER - Residential Multi-family - 05		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		05		N/A		N/A		N/A		N/A		N/A		162.91264		0.01812		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 06		PM-76564		REA		Residential Multi-family		06		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		155.88064		0.01734		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 06		DEER - Residential Multi-family		DEER - Residential Multi-family - 06		DEER - Residential Multi-family - 06		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		06		N/A		N/A		N/A		N/A		N/A		155.88064		0.01734		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 07		PM-76564		REA		Residential Multi-family		07		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		154.60209		0.01720		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 07		DEER - Residential Multi-family		DEER - Residential Multi-family - 07		DEER - Residential Multi-family - 07		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		07		N/A		N/A		N/A		N/A		N/A		154.60209		0.01720		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 08		PM-76564		REA		Residential Multi-family		08		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		153.53664		0.01708		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 08		DEER - Residential Multi-family		DEER - Residential Multi-family - 08		DEER - Residential Multi-family - 08		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		08		N/A		N/A		N/A		N/A		N/A		153.53664		0.01708		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 09		PM-76564		REA		Residential Multi-family		09		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		153.53664		0.01708		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 09		DEER - Residential Multi-family		DEER - Residential Multi-family - 09		DEER - Residential Multi-family - 09		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		09		N/A		N/A		N/A		N/A		N/A		153.53664		0.01708		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 10		PM-76564		REA		Residential Multi-family		10		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		153.32355		0.01706		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 10		DEER - Residential Multi-family		DEER - Residential Multi-family - 10		DEER - Residential Multi-family - 10		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		10		N/A		N/A		N/A		N/A		N/A		153.32355		0.01706		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 11		PM-76564		REA		Residential Multi-family		11		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		154.28245		0.01716		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 11		DEER - Residential Multi-family		DEER - Residential Multi-family - 11		DEER - Residential Multi-family - 11		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		11		N/A		N/A		N/A		N/A		N/A		154.28245		0.01716		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 12		PM-76564		REA		Residential Multi-family		12		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		157.05264		0.01747		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 12		DEER - Residential Multi-family		DEER - Residential Multi-family - 12		DEER - Residential Multi-family - 12		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		12		N/A		N/A		N/A		N/A		N/A		157.05264		0.01747		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 13		PM-76564		REA		Residential Multi-family		13		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		153.21700		0.01705		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 13		DEER - Residential Multi-family		DEER - Residential Multi-family - 13		DEER - Residential Multi-family - 13		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		13		N/A		N/A		N/A		N/A		N/A		153.21700		0.01705		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 14		PM-76564		REA		Residential Multi-family		14		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		155.13482		0.01726		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 14		DEER - Residential Multi-family		DEER - Residential Multi-family - 14		DEER - Residential Multi-family - 14		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		14		N/A		N/A		N/A		N/A		N/A		155.13482		0.01726		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 15		PM-76564		REA		Residential Multi-family		15		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		139.89882		0.01557		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 15		DEER - Residential Multi-family		DEER - Residential Multi-family - 15		DEER - Residential Multi-family - 15		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		15		N/A		N/A		N/A		N/A		N/A		139.89882		0.01557		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564 - REA - MFM - 16		PM-76564		REA		Residential Multi-family		16		HeatPump_WtrHt-RC		Residential		15.0		per dwelling unit		No		DEER		N/A		DEER		N/A		N/A		DEER		N/A		N/A		N/A		N/A		N/A		167.28100		0.01860		0.00000		15.0		N/A		N/A		N/A		0		0		0		0		0.00		Water Heating		Other		Water Heating		Residential		Residential Multi-family - 16		DEER - Residential Multi-family		DEER - Residential Multi-family - 16		DEER - Residential Multi-family - 16		Residential Multi-family - HeatPump_WtrHt-RC		MFM		REA		Residential Multi-family		16		N/A		N/A		N/A		N/A		N/A		167.28100		0.01860		0.00000		0		0		0		N/A		N/A		N/A		N/A		N/A		0.00		0.00000		0.00		0		0		0		N/A		N/A		N/A		N/A		N/A		0		0		0		0		0		0













































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































Cost - NTG Matrix

		Rev Status				Measure Name				Cost Permutaions						Code				DIM		NTG						IR		1st Baseline Period												2nd Baseline Period				IMC

		This section indicates the activity of the measures since the previous revision of the workpaper.				This Section contains measure names and measure identifiers at the core measure level and the matrix measure level.				This section indicates the costing permutations used to derive unique records. Note since this sheet also contains NTG, there may be some duplication of the unique records.										The delievery and incentive method describes how the measure is delivered to the customer.  Cost is not needed for direct install measures.		Net-to-Gross ratio is dependent on several variables, End Use, Technology, Measure Case Qualifier, Market Sector, Target Market, and DIM.  Select a NTG for each applicable sector below.								For Ret measures in the RUL period as defined by ED the measure cost is the full cost of equipment, including installation, for the measure.  For ROB, New, and Rea measures this section is not necessary.												For ROB and New measurse the measure cost is defined as the incremental cost to install the energy efficient measure.  For Ret measures in the EUL-RUL period as defined by ED the measure cost is entered as the negative of the full cost of equipment, including installation, for the second baseline equipment measure.  Rea uses full measure cost.				Incremental Measure Cost is used strictly for program management edification and incentive development.

																														Decimal Accuracy										N/A		Decimal Accuracy		N/A		Decimal Acc.		N/A

		Activity Since Previous Revision		Summary		MMDB Measure Name		Solution Code		Program Type (NEW, ROB, RET)		CZ		Incentive Method		Applicable Code (RET Only)		Unit Definition		Delivery & Incetive Method		NTG Non-Res.		NTG Res.		NTG Multi Family		Installation Rate		Base Case Cost    ($/unit)		Base Case Labor Cost ($/unit)

Brian V. O'Keefe: Brian V. O'Keefe:
It is typical for the base case labor cost to be the same as the measure case labor cost therefore this field has been defaulted to the measure case cost.  If the particular measure in this work paper has a different value for the base case cost, simply enter the value in this column as appropriate.		Measure Equipment Cost   ($/unit)		Measure labor Cost   ($/unit)		Gross Measure Cost per unit		Gross Measure Cost DEER CZ Adj.		Gross Measure Cost per unit		Gross Measure Cost DEER CZ Adj.		Incremental Measure Cost per unit		Incremental Measure Cost DEER CZ Adj.		DEER Material Multiplier		DEER Labor Multiplier

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		01		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.46		$0.00		$0.00		$39.78		$40.46		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		02		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.89		$0.00		$0.00		$39.78		$40.89		1.00		1.42

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		03		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.94		$0.00		$0.00		$39.78		$40.94		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		04		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.92		$0.00		$0.00		$39.78		$40.92		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		05		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.26		$0.00		$0.00		$39.78		$40.26		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		06		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.27		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		07		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$39.97		$0.00		$0.00		$39.78		$39.97		1.00		1.07

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		08		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.27		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		09		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.28		$0.00		$0.00		$39.78		$40.28		1.00		1.19

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		10		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.27		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		11		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.47		$0.00		$0.00		$39.78		$40.47		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		12		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.47		$0.00		$0.00		$39.78		$40.47		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		13		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.46		$0.00		$0.00		$39.78		$40.46		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		14		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.21		$0.00		$0.00		$39.78		$40.21		1.00		1.16

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		15		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.27		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		16		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.35		$0.00		$0.00		$39.78		$40.35		1.00		1.21

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		01		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.46		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		02		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.89		1.00		1.42

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		03		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.94		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		04		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.92		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		05		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.26		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		06		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		07		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$39.97		1.00		1.07

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		08		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		09		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.28		1.00		1.19

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		10		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		11		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.47		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		12		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.47		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		13		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.46		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		14		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.21		1.00		1.16

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		15		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		16		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.35		1.00		1.21

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		01		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.46		$0.00		$0.00		$39.78		$40.46		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		02		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.89		$0.00		$0.00		$39.78		$40.89		1.00		1.42

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		03		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.94		$0.00		$0.00		$39.78		$40.94		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		04		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.92		$0.00		$0.00		$39.78		$40.92		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		05		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.26		$0.00		$0.00		$39.78		$40.26		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		06		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.27		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		07		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$39.97		$0.00		$0.00		$39.78		$39.97		1.00		1.07

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		08		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.27		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		09		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.28		$0.00		$0.00		$39.78		$40.28		1.00		1.19

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		10		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.27		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		11		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.47		$0.00		$0.00		$39.78		$40.47		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		12		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.47		$0.00		$0.00		$39.78		$40.47		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		13		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.46		$0.00		$0.00		$39.78		$40.46		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		14		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.21		$0.00		$0.00		$39.78		$40.21		1.00		1.16

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		15		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.27		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		16		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.35		$0.00		$0.00		$39.78		$40.35		1.00		1.21

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		01		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.46		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		02		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.89		1.00		1.42

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		03		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.94		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		04		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.92		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		05		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.26		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		06		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		07		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$39.97		1.00		1.07

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		08		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		09		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.28		1.00		1.19

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		10		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		11		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.47		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		12		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.47		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		13		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.46		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		14		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.21		1.00		1.16

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		15		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		16		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.35		1.00		1.21

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		01		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.46		$0.00		$0.00		$39.78		$40.46		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		02		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.89		$0.00		$0.00		$39.78		$40.89		1.00		1.42

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		03		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.94		$0.00		$0.00		$39.78		$40.94		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		04		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.92		$0.00		$0.00		$39.78		$40.92		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		05		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.26		$0.00		$0.00		$39.78		$40.26		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		06		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.27		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		07		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$39.97		$0.00		$0.00		$39.78		$39.97		1.00		1.07

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		08		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.27		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		09		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.28		$0.00		$0.00		$39.78		$40.28		1.00		1.19

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		10		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.27		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		11		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.47		$0.00		$0.00		$39.78		$40.47		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		12		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.47		$0.00		$0.00		$39.78		$40.47		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		13		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.46		$0.00		$0.00		$39.78		$40.46		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		14		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.21		$0.00		$0.00		$39.78		$40.21		1.00		1.16

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		15		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.27		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		16		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.11		$2.68		$37.10		$2.68		$39.78		$40.35		$0.00		$0.00		$39.78		$40.35		1.00		1.21

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		01		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.46		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		02		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.89		1.00		1.42

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		03		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.94		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		04		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.92		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		05		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.26		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		06		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		07		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$39.97		1.00		1.07

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		08		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		09		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.28		1.00		1.19

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		10		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		11		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.47		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		12		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.47		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		13		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.46		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		14		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.21		1.00		1.16

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		15		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.27		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		16		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.11		$2.68		$37.10		$2.68		From Program		From Program		$0.00		$0.00		$39.78		$40.35		1.00		1.21

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		01		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.23		$0.00		$0.00		$19.89		$20.23		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		02		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.45		$0.00		$0.00		$19.89		$20.45		1.00		1.42

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		03		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.47		$0.00		$0.00		$19.89		$20.47		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		04		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.46		$0.00		$0.00		$19.89		$20.46		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		05		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.13		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		06		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.13		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		07		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$19.99		$0.00		$0.00		$19.89		$19.99		1.00		1.07

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		08		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.14		$0.00		$0.00		$19.89		$20.14		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		09		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.14		$0.00		$0.00		$19.89		$20.14		1.00		1.19

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		10		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.13		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		11		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.24		$0.00		$0.00		$19.89		$20.24		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		12		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.24		$0.00		$0.00		$19.89		$20.24		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		13		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.23		$0.00		$0.00		$19.89		$20.23		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		14		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.11		$0.00		$0.00		$19.89		$20.11		1.00		1.16

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		15		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.13		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		16		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.18		$0.00		$0.00		$19.89		$20.18		1.00		1.21

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		01		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.23		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		02		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.45		1.00		1.42

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		03		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.47		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		04		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.46		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		05		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		06		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		07		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$19.99		1.00		1.07

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		08		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.14		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		09		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.14		1.00		1.19

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		10		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		11		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.24		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		12		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.24		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		13		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.23		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		14		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.11		1.00		1.16

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		15		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		16		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.18		1.00		1.21

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		01		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.23		$0.00		$0.00		$19.89		$20.23		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		02		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.45		$0.00		$0.00		$19.89		$20.45		1.00		1.42

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		03		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.47		$0.00		$0.00		$19.89		$20.47		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		04		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.46		$0.00		$0.00		$19.89		$20.46		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		05		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.13		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		06		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.13		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		07		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$19.99		$0.00		$0.00		$19.89		$19.99		1.00		1.07

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		08		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.14		$0.00		$0.00		$19.89		$20.14		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		09		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.14		$0.00		$0.00		$19.89		$20.14		1.00		1.19

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		10		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.13		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		11		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.24		$0.00		$0.00		$19.89		$20.24		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		12		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.24		$0.00		$0.00		$19.89		$20.24		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		13		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.23		$0.00		$0.00		$19.89		$20.23		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		14		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.11		$0.00		$0.00		$19.89		$20.11		1.00		1.16

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		15		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.13		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		16		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.18		$0.00		$0.00		$19.89		$20.18		1.00		1.21

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		01		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.23		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		02		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.45		1.00		1.42

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		03		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.47		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		04		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.46		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		05		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		06		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		07		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$19.99		1.00		1.07

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		08		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.14		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		09		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.14		1.00		1.19

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		10		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		11		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.24		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		12		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.24		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		13		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.23		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		14		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.11		1.00		1.16

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		15		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		16		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.18		1.00		1.21

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		01		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.23		$0.00		$0.00		$19.89		$20.23		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		02		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.45		$0.00		$0.00		$19.89		$20.45		1.00		1.42

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		03		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.47		$0.00		$0.00		$19.89		$20.47		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		04		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.46		$0.00		$0.00		$19.89		$20.46		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		05		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.13		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		06		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.13		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		07		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$19.99		$0.00		$0.00		$19.89		$19.99		1.00		1.07

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		08		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.14		$0.00		$0.00		$19.89		$20.14		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		09		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.14		$0.00		$0.00		$19.89		$20.14		1.00		1.19

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		10		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.13		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		11		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.24		$0.00		$0.00		$19.89		$20.24		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		12		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.24		$0.00		$0.00		$19.89		$20.24		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		13		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.23		$0.00		$0.00		$19.89		$20.23		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		14		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.11		$0.00		$0.00		$19.89		$20.11		1.00		1.16

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		15		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.13		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		16		Down-Stream Incentive - Deemed		No		per dwelling unit		Financial Support / Down-Stream Incentive - Deemed		N/A		N/A		0.70		1.00		$10.65		$1.34		$18.55		$1.34		$19.89		$20.18		$0.00		$0.00		$19.89		$20.18		1.00		1.21

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		01		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.23		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		02		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.45		1.00		1.42

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		03		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.47		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		04		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.46		1.00		1.43

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		05		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		06		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		07		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$19.99		1.00		1.07

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		08		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.14		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		09		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.14		1.00		1.19

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		10		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		11		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.24		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		12		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.24		1.00		1.26

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		13		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.23		1.00		1.25

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		14		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.11		1.00		1.16

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		15		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.13		1.00		1.18

		Measure Modified		N/A		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		16		Direct Install		No		per dwelling unit		Financial Support / Direct Install		N/A		N/A		0.85		1.00		$10.65		$1.34		$18.55		$1.34		From Program		From Program		$0.00		$0.00		$19.89		$20.18		1.00		1.21





Lookup Info

		Load Shape Selection List				Program/Install Type						Building Type						Climate Zone				Building Type		Abbreviatoin				Interactive Effects				Operating Hours				Coincident Diversity				IE Tech				Delivery & Incentive Method		Incentive Method				YesNo				Measure Status				Measure Summary

		<65K_AC_Pckg-NC				NEW				1		Agricultural		Non-residential				06				Agricultural		Agr				DEER				DEER				DEER				CFL				Appliance Turn-in and Recycling / Down-Stream Incentive - Deemed		Down-Stream Incentive - Deemed				Yes				New Measure				N/A

		<65K_AC_Split-NC				ROB				2		Assembly		Non-residential				08				Assembly		Asm				Exterior/None				Night Operation				Res - Interior - Common				Non-CFL				Audit/Information -Testing Services / Other		Testing Services / Other				No				No Change				New Permutations

		<65K_EvapCool-NC				RET				3		Education - Primary School		Non-residential				09				Health/Medical - Clinic		Cli				Res - Interior - Common				12 Hour Op.				Night Operation				Exit				Commissioning / Down-Stream Incentive - Calculated		Down-Stream Incentive - Calculated								Measure Modified				Revise Assumptions

		>135K_Air_AC-NC				REA				4		Education - Secondary School		Non-residential				10				Education - Community College		ECC								14 Hour Op.												Commissioning / Down-Stream Incentive - Deemed		Down-Stream Incentive - Deemed

		>135K_Wtr_AC-NC								5		Education - Relocatable Classroom		Non-residential				13				Education - Primary School		Epr								16 Hour Op.												Financial Support / Direct Install		Direct Install

		65K-135_Wtr_AC-NC								6		Education - Community College		Non-residential				14				Education - Relocatable Classroom		ERC								18 Hour Op.												Financial Support / Down-Stream Incentive - Calculated		Down-Stream Incentive - Calculated

		65K-135K_Air_AC-NC								7		Education - University		Non-residential				15				Education - Secondary School		Ese								20 Hour Op.												Financial Support / Down-Stream Incentive - Deemed		Down-Stream Incentive - Deemed

		AC_Cooling-RC								8		Grocery		Non-residential				16				Education - University		Eun								22 Hour Op.												Financial Support / Exchange - Replacement		Exchange - Replacement

		AC-NC								9		Food Store		Non-residential								Food Store		FSt								24 Hour Op.												Financial Support / Giveaway		Giveaway

		Ag & Water Pumping								10		Health/Medical - Hospital		Non-residential								Grocery		Gro								Res - Interior - Dwelling												Financial Support / On-bill Finance - loan		On-bill Finance - loan

		CFL-RC								11		Health/Medical - Nursing Home		Non-residential								Lodging - Guest Rooms		GsR								Res - Interior - Common												Innovative Design / Direct Install		Direct Install

		Commercial Whole Building								12		Health/Medical - Clinic		Non-residential								Health/Medical - Hospital		Hsp								Res - Exterior - Dwelling												Innovative Design / Down-Stream Incentive - Deemed		Down-Stream Incentive - Deemed

		DayLt & Controls								13		Lodging - Hotel		Non-residential								Lodging - Hotel		Htl								Res - Exterior - Common												Innovative Design / Mid-Stream Incentive		Mid-Stream Incentive

		DayLt_Cntrl-NC								14		Lodging - Guest Rooms		Non-residential								Industrial		Ind																				Innovative Design / On-bill Finance - loan		On-bill Finance - loan

		DEER:HVAC_Chillers								15		Lodging - Motel		Non-residential								Manufacturing - Bio/Tech		MBT																				Innovative Design / Up-Stream Incentive		Up-Stream Incentive

		DEER:HVAC_Duct_Sealing								16		Manufacturing - Bio/Tech		Non-residential								Misc - Commercial		MiC																				Midstream Programs / Mid-Stream Incentive		Mid-Stream Incentive

		DEER:HVAC_Eff_AC								17		Manufacturing - Light Industrial		Non-residential								Manufacturing - Light Industrial		MLI																				Partnership / Direct Install		Direct Install

		DEER:HVAC_Eff_HP								18		Industrial		Non-residential								Lodging - Motel		Mtl																				Partnership / Down-Stream Incentive - Calculated		Down-Stream Incentive - Calculated

		DEER:HVAC_Refrig_Charge								19		Misc - Commercial		Non-residential								Health/Medical - Nursing Home		Nrs																				Partnership / Down-Stream Incentive - Deemed		Down-Stream Incentive - Deemed

		DEER:HVAC_Split-Package_AC								20		Office - Large		Non-residential								Office - Large		OfL																				Partnership / Exchange - Replacement		Exchange - Replacement

		DEER:HVAC_Split-Package_HP								21		Office - Small		Non-residential								Office - Small		OfS																				Partnership / Giveaway		Giveaway

		DEER:Indoor_CFL_Ltg								22		Restaurant - Fast-Food		Non-residential								Restaurant - Fast-Food		RFF																				Partnership / On-bill Finance - Loan		On-bill Finance - loan

		DEER:Indoor_Non-CFL_Ltg								23		Restaurant - Sit-Down		Non-residential								Restaurant - Sit-Down		RSD																				Upstream Programs / Up-Stream Buy Down		Up-Stream Buy Down

		DEER:Refg_Chrg_Duct_Seal								24		Retail - Multistory Large		Non-residential								Retail - Multistory Large		Rt3																				Upstream Programs / Up-Stream Incentive		Up-Stream Incentive

		DEER:RefgFrzr_HighEff								25		Retail - Single-Story Large		Non-residential								Retail - Single-Story Large		RtL

		DEER:RefgFrzr_Recyc-Conditioned								26		Retail - Small		Non-residential								Retail - Small		RtS

		DEER:RefgFrzr_Recycling								27		Storage - Conditioned		Non-residential								Storage - Conditioned		SCn

		DEER:RefgFrzr_Recyc-UnConditioned								28		Storage - Unconditioned		Non-residential								Storage - Unconditioned		Sun

		DHW HtPmp								29		Transportation - Communication - Utilities		Non-residential								Transportation - Communication - Utilities		TCU

		Economy_cycle-Ret								30		Warehouse - Refrigerated		Non-residential								Warehouse - Refrigerated		WRf

		Evap_Cooling-Ret								31		Residential Single Family		Residential								Residential Mobile Home - Double-Wide		DMO

		Frig Barrier								32		Residential Multi-family		Residential								Residential Multi-family		MFM

		Heat_Pump-NC								33		Residential Mobile Home - Double-Wide		Residential								Residential Single Family		SFM

		HeatPump_Heating_Only-RC

		HeatPump_ThroughWall-RC

		HeatPump_WtrHt-RC

		Hi_Eff_AC_Mtr-NC

		Hi_Perf_Glass-NC

		HorizAxisClothesWasher-RC

		IndoorLt

		Industrial

		Lighting-NC

		Lo_Gain_Wndw-NC

		Lower_Cond_temp-Ret

		New_AC-Ret

		New_HtPmp-Ret

		Occupancy Sensor

		Outdoor Lt

		Package_AC-NC

		Perimter Lt Control

		Pool HtPmp

		Reduce_Cooling_Load-Ret

		Refrigeration

		Refrig-RC

		Replace_Chiller-Ret

		Residential Pool Pumps

		Roof_insul-Ret

		Var_Spd_AC_Mtr-NC

		Wall_insul-Ret

		Window_Tint-Ret

		Wtr_Cool_Chiller-NC





E3 Alt. BT

				Lookup Column		Load Shape		Abbr		Building Types		E3 Target Sectors		Source		Load Shape Sector

		January-00		Agricultural - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		Agr		Agricultural		Small_Office		Approximation		Non Res

		January-00		Assembly - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		Asm		Assembly		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Clinic - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		Cli		Health/Medical - Clinic		Small_Office		Approximation		Non Res

		January-00		Education - Community College - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		ECC		Education - Community College		Small_Office		Approximation		Non Res

		January-00		Education - Primary School - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		Epr		Education - Primary School		Small_Office		Approximation		Non Res

		January-00		Education - Relocatable Classroom - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		ERC		Education - Relocatable Classroom		Small_Office		Approximation		Non Res

		January-00		Education - Secondary School - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		Ese		Education - Secondary School		Small_Office		Approximation		Non Res

		January-00		Education - University - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		Eun		Education - University		Small_Office		Approximation		Non Res

		January-00		Food Store - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		FSt		Food Store		Small_Office		Approximation		Non Res

		January-00		Grocery - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		Gro		Grocery		Small_Office		Approximation		Non Res

		January-00		Lodging - Guest Rooms - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		GsR		Lodging - Guest Rooms		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Hospital - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		Hsp		Health/Medical - Hospital		Small_Office		Approximation		Non Res

		January-00		Lodging - Hotel - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		Htl		Lodging - Hotel		Small_Office		Approximation		Non Res

		January-00		Industrial - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		Ind		Industrial		Small_Office		Approximation		Non Res

		January-00		Manufacturing - Bio/Tech - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		MBT		Manufacturing - Bio/Tech		Small_Office		Approximation		Non Res

		January-00		Misc - Commercial - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		MiC		Misc - Commercial		Small_Office		Approximation		Non Res

		January-00		Manufacturing - Light Industrial - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		MLI		Manufacturing - Light Industrial		Small_Office		Approximation		Non Res

		January-00		Lodging - Motel - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		Mtl		Lodging - Motel		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Nursing Home - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		Nrs		Health/Medical - Nursing Home		Small_Office		Approximation		Non Res

		January-00		Office - Large - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		OfL		Office - Large		Small_Office		Approximation		Non Res

		January-00		Office - Small - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		OfS		Office - Small		Small_Office		Direct Match		Non Res

		January-00		Restaurant - Fast-Food - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		RFF		Restaurant - Fast-Food		Fast_Food_Restaurant		Direct Match		Non Res

		January-00		Restaurant - Sit-Down - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		RSD		Restaurant - Sit-Down		Sit_Down_Restaurant		Direct Match		Non Res

		January-00		Retail - Multistory Large - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		Rt3		Retail - Multistory Large		Small_Retail_Store		Approximation		Non Res

		January-00		Retail - Single-Story Large - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		RtL		Retail - Single-Story Large		Small_Retail_Store		Approximation		Non Res

		January-00		Retail - Small - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		January-00		Storage - Conditioned - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		SCn		Storage - Conditioned		Storage_Building		Direct Match		Non Res

		January-00		Storage - Unconditioned - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		Sun		Storage - Unconditioned		Storage_Building		Direct Match		Non Res

		January-00		Transportation - Communication - Utilities - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		TCU		Transportation - Communication - Utilities		Small_Office		Approximation		Non Res

		January-00		Warehouse - Refrigerated - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		WRf		Warehouse - Refrigerated		Storage_Building		Approximation		Non Res

		January-00		Residential Mobile Home - Double-Wide - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		DMO		Residential Mobile Home - Double-Wide		Small_Office		Approximation		Non Res

		January-00		Residential Multi-family - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		MFM		Residential Multi-family		Small_Office		Approximation		Non Res

		January-00		Residential Single Family - <65K_AC_Pckg-NC		<65K_AC_Pckg-NC		SFM		Residential Single Family		Small_Office		Approximation		Non Res

		January-00		Agricultural - <65K_AC_Split-NC		<65K_AC_Split-NC		Agr		Agricultural		Small_Office		Approximation		Non Res

		January-00		Assembly - <65K_AC_Split-NC		<65K_AC_Split-NC		Asm		Assembly		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Clinic - <65K_AC_Split-NC		<65K_AC_Split-NC		Cli		Health/Medical - Clinic		Small_Office		Approximation		Non Res

		January-00		Education - Community College - <65K_AC_Split-NC		<65K_AC_Split-NC		ECC		Education - Community College		Small_Office		Approximation		Non Res

		January-00		Education - Primary School - <65K_AC_Split-NC		<65K_AC_Split-NC		Epr		Education - Primary School		Small_Office		Approximation		Non Res

		January-00		Education - Relocatable Classroom - <65K_AC_Split-NC		<65K_AC_Split-NC		ERC		Education - Relocatable Classroom		Small_Office		Approximation		Non Res

		January-00		Education - Secondary School - <65K_AC_Split-NC		<65K_AC_Split-NC		Ese		Education - Secondary School		Small_Office		Approximation		Non Res

		January-00		Education - University - <65K_AC_Split-NC		<65K_AC_Split-NC		Eun		Education - University		Small_Office		Approximation		Non Res

		January-00		Food Store - <65K_AC_Split-NC		<65K_AC_Split-NC		FSt		Food Store		Small_Office		Approximation		Non Res

		January-00		Grocery - <65K_AC_Split-NC		<65K_AC_Split-NC		Gro		Grocery		Small_Office		Approximation		Non Res

		January-00		Lodging - Guest Rooms - <65K_AC_Split-NC		<65K_AC_Split-NC		GsR		Lodging - Guest Rooms		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Hospital - <65K_AC_Split-NC		<65K_AC_Split-NC		Hsp		Health/Medical - Hospital		Small_Office		Approximation		Non Res

		January-00		Lodging - Hotel - <65K_AC_Split-NC		<65K_AC_Split-NC		Htl		Lodging - Hotel		Small_Office		Approximation		Non Res

		January-00		Industrial - <65K_AC_Split-NC		<65K_AC_Split-NC		Ind		Industrial		Small_Office		Approximation		Non Res

		January-00		Manufacturing - Bio/Tech - <65K_AC_Split-NC		<65K_AC_Split-NC		MBT		Manufacturing - Bio/Tech		Small_Office		Approximation		Non Res

		January-00		Misc - Commercial - <65K_AC_Split-NC		<65K_AC_Split-NC		MiC		Misc - Commercial		Small_Office		Approximation		Non Res

		January-00		Manufacturing - Light Industrial - <65K_AC_Split-NC		<65K_AC_Split-NC		MLI		Manufacturing - Light Industrial		Small_Office		Approximation		Non Res

		January-00		Lodging - Motel - <65K_AC_Split-NC		<65K_AC_Split-NC		Mtl		Lodging - Motel		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Nursing Home - <65K_AC_Split-NC		<65K_AC_Split-NC		Nrs		Health/Medical - Nursing Home		Small_Office		Approximation		Non Res

		January-00		Office - Large - <65K_AC_Split-NC		<65K_AC_Split-NC		OfL		Office - Large		Small_Office		Approximation		Non Res

		January-00		Office - Small - <65K_AC_Split-NC		<65K_AC_Split-NC		OfS		Office - Small		Small_Office		Direct Match		Non Res

		January-00		Restaurant - Fast-Food - <65K_AC_Split-NC		<65K_AC_Split-NC		RFF		Restaurant - Fast-Food		Fast_Food_Restaurant		Direct Match		Non Res

		January-00		Restaurant - Sit-Down - <65K_AC_Split-NC		<65K_AC_Split-NC		RSD		Restaurant - Sit-Down		Sit_Down_Restaurant		Direct Match		Non Res

		January-00		Retail - Multistory Large - <65K_AC_Split-NC		<65K_AC_Split-NC		Rt3		Retail - Multistory Large		Small_Retail_Store		Approximation		Non Res

		January-00		Retail - Single-Story Large - <65K_AC_Split-NC		<65K_AC_Split-NC		RtL		Retail - Single-Story Large		Small_Retail_Store		Approximation		Non Res

		January-00		Retail - Small - <65K_AC_Split-NC		<65K_AC_Split-NC		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		January-00		Storage - Conditioned - <65K_AC_Split-NC		<65K_AC_Split-NC		SCn		Storage - Conditioned		Storage_Building		Direct Match		Non Res

		January-00		Storage - Unconditioned - <65K_AC_Split-NC		<65K_AC_Split-NC		Sun		Storage - Unconditioned		Storage_Building		Direct Match		Non Res

		January-00		Transportation - Communication - Utilities - <65K_AC_Split-NC		<65K_AC_Split-NC		TCU		Transportation - Communication - Utilities		Small_Office		Approximation		Non Res

		January-00		Warehouse - Refrigerated - <65K_AC_Split-NC		<65K_AC_Split-NC		WRf		Warehouse - Refrigerated		Storage_Building		Approximation		Non Res

		January-00		Residential Mobile Home - Double-Wide - <65K_AC_Split-NC		<65K_AC_Split-NC		DMO		Residential Mobile Home - Double-Wide		Small_Office		Approximation		Non Res

		January-00		Residential Multi-family - <65K_AC_Split-NC		<65K_AC_Split-NC		MFM		Residential Multi-family		Small_Office		Approximation		Non Res

		January-00		Residential Single Family - <65K_AC_Split-NC		<65K_AC_Split-NC		SFM		Residential Single Family		Small_Office		Approximation		Non Res

		January-00		Agricultural - <65K_EvapCool-NC		<65K_EvapCool-NC		Agr		Agricultural		Small_Office		Approximation		Non Res

		January-00		Assembly - <65K_EvapCool-NC		<65K_EvapCool-NC		Asm		Assembly		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Clinic - <65K_EvapCool-NC		<65K_EvapCool-NC		Cli		Health/Medical - Clinic		Small_Office		Approximation		Non Res

		January-00		Education - Community College - <65K_EvapCool-NC		<65K_EvapCool-NC		ECC		Education - Community College		Small_Office		Approximation		Non Res

		January-00		Education - Primary School - <65K_EvapCool-NC		<65K_EvapCool-NC		Epr		Education - Primary School		Small_Office		Approximation		Non Res

		January-00		Education - Relocatable Classroom - <65K_EvapCool-NC		<65K_EvapCool-NC		ERC		Education - Relocatable Classroom		Small_Office		Approximation		Non Res

		January-00		Education - Secondary School - <65K_EvapCool-NC		<65K_EvapCool-NC		Ese		Education - Secondary School		Small_Office		Approximation		Non Res

		January-00		Education - University - <65K_EvapCool-NC		<65K_EvapCool-NC		Eun		Education - University		Small_Office		Approximation		Non Res

		January-00		Food Store - <65K_EvapCool-NC		<65K_EvapCool-NC		FSt		Food Store		Small_Office		Approximation		Non Res

		January-00		Grocery - <65K_EvapCool-NC		<65K_EvapCool-NC		Gro		Grocery		Small_Office		Approximation		Non Res

		January-00		Lodging - Guest Rooms - <65K_EvapCool-NC		<65K_EvapCool-NC		GsR		Lodging - Guest Rooms		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Hospital - <65K_EvapCool-NC		<65K_EvapCool-NC		Hsp		Health/Medical - Hospital		Small_Office		Approximation		Non Res

		January-00		Lodging - Hotel - <65K_EvapCool-NC		<65K_EvapCool-NC		Htl		Lodging - Hotel		Small_Office		Approximation		Non Res

		January-00		Industrial - <65K_EvapCool-NC		<65K_EvapCool-NC		Ind		Industrial		Small_Office		Approximation		Non Res

		January-00		Manufacturing - Bio/Tech - <65K_EvapCool-NC		<65K_EvapCool-NC		MBT		Manufacturing - Bio/Tech		Small_Office		Approximation		Non Res

		January-00		Misc - Commercial - <65K_EvapCool-NC		<65K_EvapCool-NC		MiC		Misc - Commercial		Small_Office		Approximation		Non Res

		January-00		Manufacturing - Light Industrial - <65K_EvapCool-NC		<65K_EvapCool-NC		MLI		Manufacturing - Light Industrial		Small_Office		Approximation		Non Res

		January-00		Lodging - Motel - <65K_EvapCool-NC		<65K_EvapCool-NC		Mtl		Lodging - Motel		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Nursing Home - <65K_EvapCool-NC		<65K_EvapCool-NC		Nrs		Health/Medical - Nursing Home		Small_Office		Approximation		Non Res

		January-00		Office - Large - <65K_EvapCool-NC		<65K_EvapCool-NC		OfL		Office - Large		Small_Office		Approximation		Non Res

		January-00		Office - Small - <65K_EvapCool-NC		<65K_EvapCool-NC		OfS		Office - Small		Small_Office		Direct Match		Non Res

		January-00		Restaurant - Fast-Food - <65K_EvapCool-NC		<65K_EvapCool-NC		RFF		Restaurant - Fast-Food		Fast_Food_Restaurant		Direct Match		Non Res

		January-00		Restaurant - Sit-Down - <65K_EvapCool-NC		<65K_EvapCool-NC		RSD		Restaurant - Sit-Down		Sit_Down_Restaurant		Direct Match		Non Res

		January-00		Retail - Multistory Large - <65K_EvapCool-NC		<65K_EvapCool-NC		Rt3		Retail - Multistory Large		Small_Retail_Store		Approximation		Non Res

		January-00		Retail - Single-Story Large - <65K_EvapCool-NC		<65K_EvapCool-NC		RtL		Retail - Single-Story Large		Small_Retail_Store		Approximation		Non Res

		January-00		Retail - Small - <65K_EvapCool-NC		<65K_EvapCool-NC		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		January-00		Storage - Conditioned - <65K_EvapCool-NC		<65K_EvapCool-NC		SCn		Storage - Conditioned		Storage_Building		Direct Match		Non Res

		January-00		Storage - Unconditioned - <65K_EvapCool-NC		<65K_EvapCool-NC		Sun		Storage - Unconditioned		Storage_Building		Direct Match		Non Res

		January-00		Transportation - Communication - Utilities - <65K_EvapCool-NC		<65K_EvapCool-NC		TCU		Transportation - Communication - Utilities		Small_Office		Approximation		Non Res

		January-00		Warehouse - Refrigerated - <65K_EvapCool-NC		<65K_EvapCool-NC		WRf		Warehouse - Refrigerated		Small_Office		Approximation		Non Res

		January-00		Residential Mobile Home - Double-Wide - <65K_EvapCool-NC		<65K_EvapCool-NC		DMO		Residential Mobile Home - Double-Wide		Small_Office		Approximation		Non Res

		January-00		Residential Multi-family - <65K_EvapCool-NC		<65K_EvapCool-NC		MFM		Residential Multi-family		Small_Office		Approximation		Non Res

		January-00		Residential Single Family - <65K_EvapCool-NC		<65K_EvapCool-NC		SFM		Residential Single Family		Small_Office		Approximation		Non Res

		January-00		Agricultural - >135K_Air_AC-NC		>135K_Air_AC-NC		Agr		Agricultural		Large_Office		Approximation		Non Res

		January-00		Assembly - >135K_Air_AC-NC		>135K_Air_AC-NC		Asm		Assembly		Assembly		Direct Match		Non Res

		January-00		Health/Medical - Clinic - >135K_Air_AC-NC		>135K_Air_AC-NC		Cli		Health/Medical - Clinic		Small_Office		Approximation		Non Res

		January-00		Education - Community College - >135K_Air_AC-NC		>135K_Air_AC-NC		ECC		Education - Community College		College_University		Direct Match		Non Res

		January-00		Education - Primary School - >135K_Air_AC-NC		>135K_Air_AC-NC		Epr		Education - Primary School		School		Direct Match		Non Res

		January-00		Education - Relocatable Classroom - >135K_Air_AC-NC		>135K_Air_AC-NC		ERC		Education - Relocatable Classroom		School		Direct Match		Non Res

		January-00		Education - Secondary School - >135K_Air_AC-NC		>135K_Air_AC-NC		Ese		Education - Secondary School		School		Direct Match		Non Res

		January-00		Education - University - >135K_Air_AC-NC		>135K_Air_AC-NC		Eun		Education - University		College_University		Direct Match		Non Res

		January-00		Food Store - >135K_Air_AC-NC		>135K_Air_AC-NC		FSt		Food Store		Grocery_Store		Approximation		Non Res

		January-00		Grocery - >135K_Air_AC-NC		>135K_Air_AC-NC		Gro		Grocery		Grocery_Store		Direct Match		Non Res

		January-00		Lodging - Guest Rooms - >135K_Air_AC-NC		>135K_Air_AC-NC		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		January-00		Health/Medical - Hospital - >135K_Air_AC-NC		>135K_Air_AC-NC		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		January-00		Lodging - Hotel - >135K_Air_AC-NC		>135K_Air_AC-NC		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		January-00		Industrial - >135K_Air_AC-NC		>135K_Air_AC-NC		Ind		Industrial		Large_Office		Approximation		Non Res

		January-00		Manufacturing - Bio/Tech - >135K_Air_AC-NC		>135K_Air_AC-NC		MBT		Manufacturing - Bio/Tech		Large_Office		Approximation		Non Res

		January-00		Misc - Commercial - >135K_Air_AC-NC		>135K_Air_AC-NC		MiC		Misc - Commercial		Small_Office		Approximation		Non Res

		January-00		Manufacturing - Light Industrial - >135K_Air_AC-NC		>135K_Air_AC-NC		MLI		Manufacturing - Light Industrial		Large_Office		Approximation		Non Res

		January-00		Lodging - Motel - >135K_Air_AC-NC		>135K_Air_AC-NC		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		January-00		Health/Medical - Nursing Home - >135K_Air_AC-NC		>135K_Air_AC-NC		Nrs		Health/Medical - Nursing Home		Small_Office		Approximation		Non Res

		January-00		Office - Large - >135K_Air_AC-NC		>135K_Air_AC-NC		OfL		Office - Large		Large_Office		Direct Match		Non Res

		January-00		Office - Small - >135K_Air_AC-NC		>135K_Air_AC-NC		OfS		Office - Small		Small_Office		Direct Match		Non Res

		January-00		Restaurant - Fast-Food - >135K_Air_AC-NC		>135K_Air_AC-NC		RFF		Restaurant - Fast-Food		Sit_Down_Restaurant		Approximation		Non Res

		January-00		Restaurant - Sit-Down - >135K_Air_AC-NC		>135K_Air_AC-NC		RSD		Restaurant - Sit-Down		Sit_Down_Restaurant		Direct Match		Non Res

		January-00		Retail - Multistory Large - >135K_Air_AC-NC		>135K_Air_AC-NC		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		January-00		Retail - Single-Story Large - >135K_Air_AC-NC		>135K_Air_AC-NC		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		January-00		Retail - Small - >135K_Air_AC-NC		>135K_Air_AC-NC		RtS		Retail - Small		Small_Office		Approximation		Non Res

		January-00		Storage - Conditioned - >135K_Air_AC-NC		>135K_Air_AC-NC		SCn		Storage - Conditioned		Storage_Building		Direct Match		Non Res

		January-00		Storage - Unconditioned - >135K_Air_AC-NC		>135K_Air_AC-NC		Sun		Storage - Unconditioned		Storage_Building		Direct Match		Non Res

		January-00		Transportation - Communication - Utilities - >135K_Air_AC-NC		>135K_Air_AC-NC		TCU		Transportation - Communication - Utilities		Large_Office		Approximation		Non Res

		January-00		Warehouse - Refrigerated - >135K_Air_AC-NC		>135K_Air_AC-NC		WRf		Warehouse - Refrigerated		Storage_Building		Approximation		Non Res

		January-00		Residential Mobile Home - Double-Wide - >135K_Air_AC-NC		>135K_Air_AC-NC		DMO		Residential Mobile Home - Double-Wide		Small_Office		Approximation		Non Res

		January-00		Residential Multi-family - >135K_Air_AC-NC		>135K_Air_AC-NC		MFM		Residential Multi-family		Small_Office		Approximation		Non Res

		January-00		Residential Single Family - >135K_Air_AC-NC		>135K_Air_AC-NC		SFM		Residential Single Family		Small_Office		Approximation		Non Res

		January-00		Agricultural - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		Agr		Agricultural		Large_Office		Approximation		Non Res

		January-00		Assembly - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		Asm		Assembly		Assembly		Direct Match		Non Res

		January-00		Health/Medical - Clinic - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		Cli		Health/Medical - Clinic		Small_Office		Approximation		Non Res

		January-00		Education - Community College - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		ECC		Education - Community College		College_University		Direct Match		Non Res

		January-00		Education - Primary School - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		Epr		Education - Primary School		School		Direct Match		Non Res

		January-00		Education - Relocatable Classroom - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		ERC		Education - Relocatable Classroom		School		Direct Match		Non Res

		January-00		Education - Secondary School - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		Ese		Education - Secondary School		School		Direct Match		Non Res

		January-00		Education - University - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		Eun		Education - University		College_University		Direct Match		Non Res

		January-00		Food Store - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		FSt		Food Store		Grocery_Store		Approximation		Non Res

		January-00		Grocery - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		Gro		Grocery		Grocery_Store		Direct Match		Non Res

		January-00		Lodging - Guest Rooms - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		January-00		Health/Medical - Hospital - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		January-00		Lodging - Hotel - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		January-00		Industrial - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		Ind		Industrial		Large_Office		Approximation		Non Res

		January-00		Manufacturing - Bio/Tech - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		MBT		Manufacturing - Bio/Tech		Large_Office		Approximation		Non Res

		January-00		Misc - Commercial - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		MiC		Misc - Commercial		Small_Office		Approximation		Non Res

		January-00		Manufacturing - Light Industrial - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		MLI		Manufacturing - Light Industrial		Large_Office		Approximation		Non Res

		January-00		Lodging - Motel - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		January-00		Health/Medical - Nursing Home - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		Nrs		Health/Medical - Nursing Home		Small_Office		Approximation		Non Res

		January-00		Office - Large - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		OfL		Office - Large		Large_Office		Direct Match		Non Res

		January-00		Office - Small - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		OfS		Office - Small		Small_Office		Direct Match		Non Res

		January-00		Restaurant - Fast-Food - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		RFF		Restaurant - Fast-Food		Sit_Down_Restaurant		Approximation		Non Res

		January-00		Restaurant - Sit-Down - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		RSD		Restaurant - Sit-Down		Sit_Down_Restaurant		Direct Match		Non Res

		January-00		Retail - Multistory Large - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		January-00		Retail - Single-Story Large - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		January-00		Retail - Small - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		RtS		Retail - Small		Small_Office		Approximation		Non Res

		January-00		Storage - Conditioned - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		SCn		Storage - Conditioned		Storage_Building		Direct Match		Non Res

		January-00		Storage - Unconditioned - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		Sun		Storage - Unconditioned		Storage_Building		Direct Match		Non Res

		January-00		Transportation - Communication - Utilities - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		TCU		Transportation - Communication - Utilities		Large_Office		Approximation		Non Res

		January-00		Warehouse - Refrigerated - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		WRf		Warehouse - Refrigerated		Storage_Building		Approximation		Non Res

		January-00		Residential Mobile Home - Double-Wide - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		DMO		Residential Mobile Home - Double-Wide		Small_Office		Approximation		Non Res

		January-00		Residential Multi-family - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		MFM		Residential Multi-family		Small_Office		Approximation		Non Res

		January-00		Residential Single Family - >135K_Wtr_AC-NC		>135K_Wtr_AC-NC		SFM		Residential Single Family		Small_Office		Approximation		Non Res

		January-00		Agricultural - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		Agr		Agricultural		Small_Office		Approximation		Non Res

		January-00		Assembly - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		Asm		Assembly		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Clinic - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		Cli		Health/Medical - Clinic		Small_Office		Approximation		Non Res

		January-00		Education - Community College - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		ECC		Education - Community College		College_University		Direct Match		Non Res

		January-00		Education - Primary School - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		Epr		Education - Primary School		Small_Office		Approximation		Non Res

		January-00		Education - Relocatable Classroom - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		ERC		Education - Relocatable Classroom		Small_Office		Approximation		Non Res

		January-00		Education - Secondary School - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		Ese		Education - Secondary School		Small_Office		Approximation		Non Res

		January-00		Education - University - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		Eun		Education - University		College_University		Direct Match		Non Res

		January-00		Food Store - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		FSt		Food Store		Grocery_Store		Approximation		Non Res

		January-00		Grocery - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		Gro		Grocery		Grocery_Store		Direct Match		Non Res

		January-00		Lodging - Guest Rooms - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		GsR		Lodging - Guest Rooms		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Hospital - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		Hsp		Health/Medical - Hospital		College_University		Approximation		Non Res

		January-00		Lodging - Hotel - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		Htl		Lodging - Hotel		Small_Office		Approximation		Non Res

		January-00		Industrial - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		Ind		Industrial		Small_Office		Approximation		Non Res

		January-00		Manufacturing - Bio/Tech - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		MBT		Manufacturing - Bio/Tech		Small_Office		Approximation		Non Res

		January-00		Misc - Commercial - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		MiC		Misc - Commercial		Small_Office		Approximation		Non Res

		January-00		Manufacturing - Light Industrial - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		MLI		Manufacturing - Light Industrial		Small_Office		Approximation		Non Res

		January-00		Lodging - Motel - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		Mtl		Lodging - Motel		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Nursing Home - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		Nrs		Health/Medical - Nursing Home		Small_Office		Approximation		Non Res

		January-00		Office - Large - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		OfL		Office - Large		Small_Office		Approximation		Non Res

		January-00		Office - Small - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		OfS		Office - Small		Small_Office		Direct Match		Non Res

		January-00		Restaurant - Fast-Food - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		RFF		Restaurant - Fast-Food		Fast_Food_Restaurant		Direct Match		Non Res

		January-00		Restaurant - Sit-Down - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		RSD		Restaurant - Sit-Down		Sit_Down_Restaurant		Direct Match		Non Res

		January-00		Retail - Multistory Large - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		Rt3		Retail - Multistory Large		Small_Retail_Store		Approximation		Non Res

		January-00		Retail - Single-Story Large - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		RtL		Retail - Single-Story Large		Small_Retail_Store		Approximation		Non Res

		January-00		Retail - Small - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		January-00		Storage - Conditioned - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		SCn		Storage - Conditioned		Small_Office		Approximation		Non Res

		January-00		Storage - Unconditioned - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		Sun		Storage - Unconditioned		Small_Office		Approximation		Non Res

		January-00		Transportation - Communication - Utilities - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		TCU		Transportation - Communication - Utilities		Small_Office		Approximation		Non Res

		January-00		Warehouse - Refrigerated - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		WRf		Warehouse - Refrigerated		Small_Office		Approximation		Non Res

		January-00		Residential Mobile Home - Double-Wide - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		DMO		Residential Mobile Home - Double-Wide		Small_Office		Approximation		Non Res

		January-00		Residential Multi-family - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		MFM		Residential Multi-family		Small_Office		Approximation		Non Res

		January-00		Residential Single Family - 65K-135_Wtr_AC-NC		65K-135_Wtr_AC-NC		SFM		Residential Single Family		Small_Office		Approximation		Non Res

		January-00		Agricultural - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		Agr		Agricultural		Small_Office		Approximation		Non Res

		January-00		Assembly - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		Asm		Assembly		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Clinic - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		Cli		Health/Medical - Clinic		Small_Office		Approximation		Non Res

		January-00		Education - Community College - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		ECC		Education - Community College		College_University		Direct Match		Non Res

		January-00		Education - Primary School - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		Epr		Education - Primary School		Small_Office		Approximation		Non Res

		January-00		Education - Relocatable Classroom - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		ERC		Education - Relocatable Classroom		Small_Office		Approximation		Non Res

		January-00		Education - Secondary School - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		Ese		Education - Secondary School		Small_Office		Approximation		Non Res

		January-00		Education - University - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		Eun		Education - University		College_University		Direct Match		Non Res

		January-00		Food Store - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		FSt		Food Store		Small_Office		Approximation		Non Res

		January-00		Grocery - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		Gro		Grocery		Small_Office		Approximation		Non Res

		January-00		Lodging - Guest Rooms - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		GsR		Lodging - Guest Rooms		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Hospital - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		Hsp		Health/Medical - Hospital		College_University		Approximation		Non Res

		January-00		Lodging - Hotel - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		Htl		Lodging - Hotel		Small_Office		Approximation		Non Res

		January-00		Industrial - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		Ind		Industrial		Small_Office		Approximation		Non Res

		January-00		Manufacturing - Bio/Tech - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		MBT		Manufacturing - Bio/Tech		Small_Office		Approximation		Non Res

		January-00		Misc - Commercial - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		MiC		Misc - Commercial		Small_Office		Approximation		Non Res

		January-00		Manufacturing - Light Industrial - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		MLI		Manufacturing - Light Industrial		Small_Office		Approximation		Non Res

		January-00		Lodging - Motel - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		Mtl		Lodging - Motel		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Nursing Home - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		Nrs		Health/Medical - Nursing Home		Small_Office		Approximation		Non Res

		January-00		Office - Large - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		OfL		Office - Large		Small_Office		Approximation		Non Res

		January-00		Office - Small - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		OfS		Office - Small		Small_Office		Direct Match		Non Res

		January-00		Restaurant - Fast-Food - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		RFF		Restaurant - Fast-Food		Fast_Food_Restaurant		Direct Match		Non Res

		January-00		Restaurant - Sit-Down - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		RSD		Restaurant - Sit-Down		Sit_Down_Restaurant		Direct Match		Non Res

		January-00		Retail - Multistory Large - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		Rt3		Retail - Multistory Large		Small_Retail_Store		Approximation		Non Res

		January-00		Retail - Single-Story Large - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		RtL		Retail - Single-Story Large		Small_Retail_Store		Approximation		Non Res

		January-00		Retail - Small - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		January-00		Storage - Conditioned - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		SCn		Storage - Conditioned		Small_Office		Approximation		Non Res

		January-00		Storage - Unconditioned - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		Sun		Storage - Unconditioned		Small_Office		Approximation		Non Res

		January-00		Transportation - Communication - Utilities - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		TCU		Transportation - Communication - Utilities		Small_Office		Approximation		Non Res

		January-00		Warehouse - Refrigerated - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		WRf		Warehouse - Refrigerated		Small_Office		Approximation		Non Res

		January-00		Residential Mobile Home - Double-Wide - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		DMO		Residential Mobile Home - Double-Wide		Small_Office		Approximation		Non Res

		January-00		Residential Multi-family - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		MFM		Residential Multi-family		Small_Office		Approximation		Non Res

		January-00		Residential Single Family - 65K-135K_Air_AC-NC		65K-135K_Air_AC-NC		SFM		Residential Single Family		Small_Office		Approximation		Non Res

		January-00		Agricultural - AC_Cooling-RC		AC_Cooling-RC		Agr		Agricultural		Residential		Approximation		Res

		January-00		Assembly - AC_Cooling-RC		AC_Cooling-RC		Asm		Assembly		Residential		Approximation		Res

		January-00		Health/Medical - Clinic - AC_Cooling-RC		AC_Cooling-RC		Cli		Health/Medical - Clinic		Residential		Approximation		Res

		January-00		Education - Community College - AC_Cooling-RC		AC_Cooling-RC		ECC		Education - Community College		Residential		Approximation		Res

		January-00		Education - Primary School - AC_Cooling-RC		AC_Cooling-RC		Epr		Education - Primary School		Residential		Approximation		Res

		January-00		Education - Relocatable Classroom - AC_Cooling-RC		AC_Cooling-RC		ERC		Education - Relocatable Classroom		Residential		Approximation		Res

		January-00		Education - Secondary School - AC_Cooling-RC		AC_Cooling-RC		Ese		Education - Secondary School		Residential		Approximation		Res

		January-00		Education - University - AC_Cooling-RC		AC_Cooling-RC		Eun		Education - University		Residential		Approximation		Res

		January-00		Food Store - AC_Cooling-RC		AC_Cooling-RC		FSt		Food Store		Residential		Approximation		Res

		January-00		Grocery - AC_Cooling-RC		AC_Cooling-RC		Gro		Grocery		Residential		Approximation		Res

		January-00		Lodging - Guest Rooms - AC_Cooling-RC		AC_Cooling-RC		GsR		Lodging - Guest Rooms		Residential		Approximation		Res

		January-00		Health/Medical - Hospital - AC_Cooling-RC		AC_Cooling-RC		Hsp		Health/Medical - Hospital		Residential		Approximation		Res

		January-00		Lodging - Hotel - AC_Cooling-RC		AC_Cooling-RC		Htl		Lodging - Hotel		Residential		Approximation		Res

		January-00		Industrial - AC_Cooling-RC		AC_Cooling-RC		Ind		Industrial		Residential		Approximation		Res

		January-00		Manufacturing - Bio/Tech - AC_Cooling-RC		AC_Cooling-RC		MBT		Manufacturing - Bio/Tech		Residential		Approximation		Res

		January-00		Misc - Commercial - AC_Cooling-RC		AC_Cooling-RC		MiC		Misc - Commercial		Residential		Approximation		Res

		January-00		Manufacturing - Light Industrial - AC_Cooling-RC		AC_Cooling-RC		MLI		Manufacturing - Light Industrial		Residential		Approximation		Res

		January-00		Lodging - Motel - AC_Cooling-RC		AC_Cooling-RC		Mtl		Lodging - Motel		Residential		Approximation		Res

		January-00		Health/Medical - Nursing Home - AC_Cooling-RC		AC_Cooling-RC		Nrs		Health/Medical - Nursing Home		Residential		Approximation		Res

		January-00		Office - Large - AC_Cooling-RC		AC_Cooling-RC		OfL		Office - Large		Residential		Approximation		Res

		January-00		Office - Small - AC_Cooling-RC		AC_Cooling-RC		OfS		Office - Small		Residential		Approximation		Res

		January-00		Restaurant - Fast-Food - AC_Cooling-RC		AC_Cooling-RC		RFF		Restaurant - Fast-Food		Residential		Approximation		Res

		January-00		Restaurant - Sit-Down - AC_Cooling-RC		AC_Cooling-RC		RSD		Restaurant - Sit-Down		Residential		Approximation		Res

		January-00		Retail - Multistory Large - AC_Cooling-RC		AC_Cooling-RC		Rt3		Retail - Multistory Large		Residential		Approximation		Res

		January-00		Retail - Single-Story Large - AC_Cooling-RC		AC_Cooling-RC		RtL		Retail - Single-Story Large		Residential		Approximation		Res

		January-00		Retail - Small - AC_Cooling-RC		AC_Cooling-RC		RtS		Retail - Small		Residential		Approximation		Res

		January-00		Storage - Conditioned - AC_Cooling-RC		AC_Cooling-RC		SCn		Storage - Conditioned		Residential		Approximation		Res

		January-00		Storage - Unconditioned - AC_Cooling-RC		AC_Cooling-RC		Sun		Storage - Unconditioned		Residential		Approximation		Res

		January-00		Transportation - Communication - Utilities - AC_Cooling-RC		AC_Cooling-RC		TCU		Transportation - Communication - Utilities		Residential		Approximation		Res

		January-00		Warehouse - Refrigerated - AC_Cooling-RC		AC_Cooling-RC		WRf		Warehouse - Refrigerated		Residential		Approximation		Res

		January-00		Residential Mobile Home - Double-Wide - AC_Cooling-RC		AC_Cooling-RC		DMO		Residential Mobile Home - Double-Wide		Residential		Direct Match		Res

		January-00		Residential Multi-family - AC_Cooling-RC		AC_Cooling-RC		MFM		Residential Multi-family		Residential		Direct Match		Res

		January-00		Residential Single Family - AC_Cooling-RC		AC_Cooling-RC		SFM		Residential Single Family		Residential		Direct Match		Res

		January-00		Agricultural - AC-NC		AC-NC		Agr		Agricultural		Residential		Approximation		Res

		January-00		Assembly - AC-NC		AC-NC		Asm		Assembly		Residential		Approximation		Res

		January-00		Health/Medical - Clinic - AC-NC		AC-NC		Cli		Health/Medical - Clinic		Residential		Approximation		Res

		January-00		Education - Community College - AC-NC		AC-NC		ECC		Education - Community College		Residential		Approximation		Res

		January-00		Education - Primary School - AC-NC		AC-NC		Epr		Education - Primary School		Residential		Approximation		Res

		January-00		Education - Relocatable Classroom - AC-NC		AC-NC		ERC		Education - Relocatable Classroom		Residential		Approximation		Res

		January-00		Education - Secondary School - AC-NC		AC-NC		Ese		Education - Secondary School		Residential		Approximation		Res

		January-00		Education - University - AC-NC		AC-NC		Eun		Education - University		Residential		Approximation		Res

		January-00		Food Store - AC-NC		AC-NC		FSt		Food Store		Residential		Approximation		Res

		January-00		Grocery - AC-NC		AC-NC		Gro		Grocery		Residential		Approximation		Res

		January-00		Lodging - Guest Rooms - AC-NC		AC-NC		GsR		Lodging - Guest Rooms		Residential		Approximation		Res

		January-00		Health/Medical - Hospital - AC-NC		AC-NC		Hsp		Health/Medical - Hospital		Residential		Approximation		Res

		January-00		Lodging - Hotel - AC-NC		AC-NC		Htl		Lodging - Hotel		Residential		Approximation		Res

		January-00		Industrial - AC-NC		AC-NC		Ind		Industrial		Residential		Approximation		Res

		January-00		Manufacturing - Bio/Tech - AC-NC		AC-NC		MBT		Manufacturing - Bio/Tech		Residential		Approximation		Res

		January-00		Misc - Commercial - AC-NC		AC-NC		MiC		Misc - Commercial		Residential		Approximation		Res

		January-00		Manufacturing - Light Industrial - AC-NC		AC-NC		MLI		Manufacturing - Light Industrial		Residential		Approximation		Res

		January-00		Lodging - Motel - AC-NC		AC-NC		Mtl		Lodging - Motel		Residential		Approximation		Res

		January-00		Health/Medical - Nursing Home - AC-NC		AC-NC		Nrs		Health/Medical - Nursing Home		Residential		Approximation		Res

		January-00		Office - Large - AC-NC		AC-NC		OfL		Office - Large		Residential		Approximation		Res

		January-00		Office - Small - AC-NC		AC-NC		OfS		Office - Small		Residential		Approximation		Res

		January-00		Restaurant - Fast-Food - AC-NC		AC-NC		RFF		Restaurant - Fast-Food		Residential		Approximation		Res

		January-00		Restaurant - Sit-Down - AC-NC		AC-NC		RSD		Restaurant - Sit-Down		Residential		Approximation		Res

		January-00		Retail - Multistory Large - AC-NC		AC-NC		Rt3		Retail - Multistory Large		Residential		Approximation		Res

		January-00		Retail - Single-Story Large - AC-NC		AC-NC		RtL		Retail - Single-Story Large		Residential		Approximation		Res

		January-00		Retail - Small - AC-NC		AC-NC		RtS		Retail - Small		Residential		Approximation		Res

		January-00		Storage - Conditioned - AC-NC		AC-NC		SCn		Storage - Conditioned		Residential		Approximation		Res

		January-00		Storage - Unconditioned - AC-NC		AC-NC		Sun		Storage - Unconditioned		Residential		Approximation		Res

		January-00		Transportation - Communication - Utilities - AC-NC		AC-NC		TCU		Transportation - Communication - Utilities		Residential		Approximation		Res

		January-00		Warehouse - Refrigerated - AC-NC		AC-NC		WRf		Warehouse - Refrigerated		Residential		Approximation		Res

		January-00		Residential Mobile Home - Double-Wide - AC-NC		AC-NC		DMO		Residential Mobile Home - Double-Wide		Residential		Direct Match		Res

		January-00		Residential Multi-family - AC-NC		AC-NC		MFM		Residential Multi-family		Residential		Direct Match		Res

		January-00		Residential Single Family - AC-NC		AC-NC		SFM		Residential Single Family		Residential		Direct Match		Res

		January-00		Agricultural - Ag & Water Pumping		Ag & Water Pumping		Agr		Agricultural		Agricultural		Direct Match		Non Res

		January-00		Assembly - Ag & Water Pumping		Ag & Water Pumping		Asm		Assembly		Agricultural		Approximation		Non Res

		January-00		Health/Medical - Clinic - Ag & Water Pumping		Ag & Water Pumping		Cli		Health/Medical - Clinic		Agricultural		Approximation		Non Res

		January-00		Education - Community College - Ag & Water Pumping		Ag & Water Pumping		ECC		Education - Community College		Agricultural		Approximation		Non Res

		January-00		Education - Primary School - Ag & Water Pumping		Ag & Water Pumping		Epr		Education - Primary School		Agricultural		Approximation		Non Res

		January-00		Education - Relocatable Classroom - Ag & Water Pumping		Ag & Water Pumping		ERC		Education - Relocatable Classroom		Agricultural		Approximation		Non Res

		January-00		Education - Secondary School - Ag & Water Pumping		Ag & Water Pumping		Ese		Education - Secondary School		Agricultural		Approximation		Non Res

		January-00		Education - University - Ag & Water Pumping		Ag & Water Pumping		Eun		Education - University		Agricultural		Approximation		Non Res

		January-00		Food Store - Ag & Water Pumping		Ag & Water Pumping		FSt		Food Store		Agricultural		Approximation		Non Res

		January-00		Grocery - Ag & Water Pumping		Ag & Water Pumping		Gro		Grocery		Agricultural		Approximation		Non Res

		January-00		Lodging - Guest Rooms - Ag & Water Pumping		Ag & Water Pumping		GsR		Lodging - Guest Rooms		Agricultural		Approximation		Non Res

		January-00		Health/Medical - Hospital - Ag & Water Pumping		Ag & Water Pumping		Hsp		Health/Medical - Hospital		Agricultural		Approximation		Non Res

		January-00		Lodging - Hotel - Ag & Water Pumping		Ag & Water Pumping		Htl		Lodging - Hotel		Agricultural		Approximation		Non Res

		January-00		Industrial - Ag & Water Pumping		Ag & Water Pumping		Ind		Industrial		Agricultural		Approximation		Non Res

		January-00		Manufacturing - Bio/Tech - Ag & Water Pumping		Ag & Water Pumping		MBT		Manufacturing - Bio/Tech		Agricultural		Approximation		Non Res

		January-00		Misc - Commercial - Ag & Water Pumping		Ag & Water Pumping		MiC		Misc - Commercial		Agricultural		Approximation		Non Res

		January-00		Manufacturing - Light Industrial - Ag & Water Pumping		Ag & Water Pumping		MLI		Manufacturing - Light Industrial		Agricultural		Approximation		Non Res

		January-00		Lodging - Motel - Ag & Water Pumping		Ag & Water Pumping		Mtl		Lodging - Motel		Agricultural		Approximation		Non Res

		January-00		Health/Medical - Nursing Home - Ag & Water Pumping		Ag & Water Pumping		Nrs		Health/Medical - Nursing Home		Agricultural		Approximation		Non Res

		January-00		Office - Large - Ag & Water Pumping		Ag & Water Pumping		OfL		Office - Large		Agricultural		Approximation		Non Res

		January-00		Office - Small - Ag & Water Pumping		Ag & Water Pumping		OfS		Office - Small		Agricultural		Approximation		Non Res

		January-00		Restaurant - Fast-Food - Ag & Water Pumping		Ag & Water Pumping		RFF		Restaurant - Fast-Food		Agricultural		Approximation		Non Res

		January-00		Restaurant - Sit-Down - Ag & Water Pumping		Ag & Water Pumping		RSD		Restaurant - Sit-Down		Agricultural		Approximation		Non Res

		January-00		Retail - Multistory Large - Ag & Water Pumping		Ag & Water Pumping		Rt3		Retail - Multistory Large		Agricultural		Approximation		Non Res

		January-00		Retail - Single-Story Large - Ag & Water Pumping		Ag & Water Pumping		RtL		Retail - Single-Story Large		Agricultural		Approximation		Non Res

		January-00		Retail - Small - Ag & Water Pumping		Ag & Water Pumping		RtS		Retail - Small		Agricultural		Approximation		Non Res

		January-00		Storage - Conditioned - Ag & Water Pumping		Ag & Water Pumping		SCn		Storage - Conditioned		Agricultural		Approximation		Non Res

		January-00		Storage - Unconditioned - Ag & Water Pumping		Ag & Water Pumping		Sun		Storage - Unconditioned		Agricultural		Approximation		Non Res

		January-00		Transportation - Communication - Utilities - Ag & Water Pumping		Ag & Water Pumping		TCU		Transportation - Communication - Utilities		Agricultural		Approximation		Non Res

		January-00		Warehouse - Refrigerated - Ag & Water Pumping		Ag & Water Pumping		WRf		Warehouse - Refrigerated		Agricultural		Approximation		Non Res

		January-00		Residential Mobile Home - Double-Wide - Ag & Water Pumping		Ag & Water Pumping		DMO		Residential Mobile Home - Double-Wide		Agricultural		Approximation		Non Res

		January-00		Residential Multi-family - Ag & Water Pumping		Ag & Water Pumping		MFM		Residential Multi-family		Agricultural		Approximation		Non Res

		January-00		Residential Single Family - Ag & Water Pumping		Ag & Water Pumping		SFM		Residential Single Family		Agricultural		Approximation		Non Res

		January-00		Agricultural - CFL-RC		CFL-RC		Agr		Agricultural		Residential		Approximation		Res

		January-00		Assembly - CFL-RC		CFL-RC		Asm		Assembly		Residential		Approximation		Res

		January-00		Health/Medical - Clinic - CFL-RC		CFL-RC		Cli		Health/Medical - Clinic		Residential		Approximation		Res

		January-00		Education - Community College - CFL-RC		CFL-RC		ECC		Education - Community College		Residential		Approximation		Res

		January-00		Education - Primary School - CFL-RC		CFL-RC		Epr		Education - Primary School		Residential		Approximation		Res

		January-00		Education - Relocatable Classroom - CFL-RC		CFL-RC		ERC		Education - Relocatable Classroom		Residential		Approximation		Res

		January-00		Education - Secondary School - CFL-RC		CFL-RC		Ese		Education - Secondary School		Residential		Approximation		Res

		January-00		Education - University - CFL-RC		CFL-RC		Eun		Education - University		Residential		Approximation		Res

		January-00		Food Store - CFL-RC		CFL-RC		FSt		Food Store		Residential		Approximation		Res

		January-00		Grocery - CFL-RC		CFL-RC		Gro		Grocery		Residential		Approximation		Res

		January-00		Lodging - Guest Rooms - CFL-RC		CFL-RC		GsR		Lodging - Guest Rooms		Residential		Approximation		Res

		January-00		Health/Medical - Hospital - CFL-RC		CFL-RC		Hsp		Health/Medical - Hospital		Residential		Approximation		Res

		January-00		Lodging - Hotel - CFL-RC		CFL-RC		Htl		Lodging - Hotel		Residential		Approximation		Res

		January-00		Industrial - CFL-RC		CFL-RC		Ind		Industrial		Residential		Approximation		Res

		January-00		Manufacturing - Bio/Tech - CFL-RC		CFL-RC		MBT		Manufacturing - Bio/Tech		Residential		Approximation		Res

		January-00		Misc - Commercial - CFL-RC		CFL-RC		MiC		Misc - Commercial		Residential		Approximation		Res

		January-00		Manufacturing - Light Industrial - CFL-RC		CFL-RC		MLI		Manufacturing - Light Industrial		Residential		Approximation		Res

		January-00		Lodging - Motel - CFL-RC		CFL-RC		Mtl		Lodging - Motel		Residential		Approximation		Res

		January-00		Health/Medical - Nursing Home - CFL-RC		CFL-RC		Nrs		Health/Medical - Nursing Home		Residential		Approximation		Res

		January-00		Office - Large - CFL-RC		CFL-RC		OfL		Office - Large		Residential		Approximation		Res

		January-00		Office - Small - CFL-RC		CFL-RC		OfS		Office - Small		Residential		Approximation		Res

		January-00		Restaurant - Fast-Food - CFL-RC		CFL-RC		RFF		Restaurant - Fast-Food		Residential		Approximation		Res

		January-00		Restaurant - Sit-Down - CFL-RC		CFL-RC		RSD		Restaurant - Sit-Down		Residential		Approximation		Res

		January-00		Retail - Multistory Large - CFL-RC		CFL-RC		Rt3		Retail - Multistory Large		Residential		Approximation		Res

		January-00		Retail - Single-Story Large - CFL-RC		CFL-RC		RtL		Retail - Single-Story Large		Residential		Approximation		Res

		January-00		Retail - Small - CFL-RC		CFL-RC		RtS		Retail - Small		Residential		Approximation		Res

		January-00		Storage - Conditioned - CFL-RC		CFL-RC		SCn		Storage - Conditioned		Residential		Approximation		Res

		January-00		Storage - Unconditioned - CFL-RC		CFL-RC		Sun		Storage - Unconditioned		Residential		Approximation		Res

		January-00		Transportation - Communication - Utilities - CFL-RC		CFL-RC		TCU		Transportation - Communication - Utilities		Residential		Approximation		Res

		January-00		Warehouse - Refrigerated - CFL-RC		CFL-RC		WRf		Warehouse - Refrigerated		Residential		Approximation		Res

		January-00		Residential Mobile Home - Double-Wide - CFL-RC		CFL-RC		DMO		Residential Mobile Home - Double-Wide		Residential		Direct Match		Res

		January-00		Residential Multi-family - CFL-RC		CFL-RC		MFM		Residential Multi-family		Residential		Direct Match		Res

		January-00		Residential Single Family - CFL-RC		CFL-RC		SFM		Residential Single Family		Residential		Direct Match		Res

		January-00		Agricultural - Commercial Whole Building		Commercial Whole Building		Agr		Agricultural		Misc._Commercial		Approximation		Non Res

		January-00		Assembly - Commercial Whole Building		Commercial Whole Building		Asm		Assembly		Misc._Commercial		Approximation		Non Res

		January-00		Health/Medical - Clinic - Commercial Whole Building		Commercial Whole Building		Cli		Health/Medical - Clinic		Misc._Commercial		Approximation		Non Res

		January-00		Education - Community College - Commercial Whole Building		Commercial Whole Building		ECC		Education - Community College		Misc._Commercial		Approximation		Non Res

		January-00		Education - Primary School - Commercial Whole Building		Commercial Whole Building		Epr		Education - Primary School		Misc._Commercial		Approximation		Non Res

		January-00		Education - Relocatable Classroom - Commercial Whole Building		Commercial Whole Building		ERC		Education - Relocatable Classroom		Misc._Commercial		Approximation		Non Res

		January-00		Education - Secondary School - Commercial Whole Building		Commercial Whole Building		Ese		Education - Secondary School		Misc._Commercial		Approximation		Non Res

		January-00		Education - University - Commercial Whole Building		Commercial Whole Building		Eun		Education - University		Misc._Commercial		Approximation		Non Res

		January-00		Food Store - Commercial Whole Building		Commercial Whole Building		FSt		Food Store		Misc._Commercial		Approximation		Non Res

		January-00		Grocery - Commercial Whole Building		Commercial Whole Building		Gro		Grocery		Misc._Commercial		Approximation		Non Res

		January-00		Lodging - Guest Rooms - Commercial Whole Building		Commercial Whole Building		GsR		Lodging - Guest Rooms		Misc._Commercial		Approximation		Non Res

		January-00		Health/Medical - Hospital - Commercial Whole Building		Commercial Whole Building		Hsp		Health/Medical - Hospital		Misc._Commercial		Approximation		Non Res

		January-00		Lodging - Hotel - Commercial Whole Building		Commercial Whole Building		Htl		Lodging - Hotel		Misc._Commercial		Approximation		Non Res

		January-00		Industrial - Commercial Whole Building		Commercial Whole Building		Ind		Industrial		Misc._Commercial		Approximation		Non Res

		January-00		Manufacturing - Bio/Tech - Commercial Whole Building		Commercial Whole Building		MBT		Manufacturing - Bio/Tech		Misc._Commercial		Approximation		Non Res

		January-00		Misc - Commercial - Commercial Whole Building		Commercial Whole Building		MiC		Misc - Commercial		Misc._Commercial		Direct Match		Non Res

		January-00		Manufacturing - Light Industrial - Commercial Whole Building		Commercial Whole Building		MLI		Manufacturing - Light Industrial		Misc._Commercial		Approximation		Non Res

		January-00		Lodging - Motel - Commercial Whole Building		Commercial Whole Building		Mtl		Lodging - Motel		Misc._Commercial		Approximation		Non Res

		January-00		Health/Medical - Nursing Home - Commercial Whole Building		Commercial Whole Building		Nrs		Health/Medical - Nursing Home		Misc._Commercial		Approximation		Non Res

		January-00		Office - Large - Commercial Whole Building		Commercial Whole Building		OfL		Office - Large		Misc._Commercial		Approximation		Non Res

		January-00		Office - Small - Commercial Whole Building		Commercial Whole Building		OfS		Office - Small		Misc._Commercial		Approximation		Non Res

		January-00		Restaurant - Fast-Food - Commercial Whole Building		Commercial Whole Building		RFF		Restaurant - Fast-Food		Misc._Commercial		Approximation		Non Res

		January-00		Restaurant - Sit-Down - Commercial Whole Building		Commercial Whole Building		RSD		Restaurant - Sit-Down		Misc._Commercial		Approximation		Non Res

		January-00		Retail - Multistory Large - Commercial Whole Building		Commercial Whole Building		Rt3		Retail - Multistory Large		Misc._Commercial		Approximation		Non Res

		January-00		Retail - Single-Story Large - Commercial Whole Building		Commercial Whole Building		RtL		Retail - Single-Story Large		Misc._Commercial		Approximation		Non Res

		January-00		Retail - Small - Commercial Whole Building		Commercial Whole Building		RtS		Retail - Small		Misc._Commercial		Approximation		Non Res

		January-00		Storage - Conditioned - Commercial Whole Building		Commercial Whole Building		SCn		Storage - Conditioned		Misc._Commercial		Approximation		Non Res

		January-00		Storage - Unconditioned - Commercial Whole Building		Commercial Whole Building		Sun		Storage - Unconditioned		Misc._Commercial		Approximation		Non Res

		January-00		Transportation - Communication - Utilities - Commercial Whole Building		Commercial Whole Building		TCU		Transportation - Communication - Utilities		Misc._Commercial		Approximation		Non Res

		January-00		Warehouse - Refrigerated - Commercial Whole Building		Commercial Whole Building		WRf		Warehouse - Refrigerated		Misc._Commercial		Approximation		Non Res

		January-00		Residential Mobile Home - Double-Wide - Commercial Whole Building		Commercial Whole Building		DMO		Residential Mobile Home - Double-Wide		Misc._Commercial		Approximation		Non Res

		January-00		Residential Multi-family - Commercial Whole Building		Commercial Whole Building		MFM		Residential Multi-family		Misc._Commercial		Approximation		Non Res

		January-00		Residential Single Family - Commercial Whole Building		Commercial Whole Building		SFM		Residential Single Family		Misc._Commercial		Approximation		Non Res

		January-00		N/A - DayLt & Controls		DayLt & Controls		December-99		N/A		Restaurant		Direct Match		Non Res

		January-00		N/A - DayLt & Controls		DayLt & Controls		December-99		N/A		Non-Refrig._Warehouse		Direct Match		Non Res

		January-00		Agricultural - DayLt & Controls		DayLt & Controls		Agr		Agricultural		Agricultural		Direct Match		Non Res

		January-00		Assembly - DayLt & Controls		DayLt & Controls		Asm		Assembly		Assembly		Direct Match		Non Res

		January-00		Health/Medical - Clinic - DayLt & Controls		DayLt & Controls		Cli		Health/Medical - Clinic		Medical_Clinic		Direct Match		Non Res

		January-00		Education - Community College - DayLt & Controls		DayLt & Controls		ECC		Education - Community College		College_University		Direct Match		Non Res

		January-00		Education - Primary School - DayLt & Controls		DayLt & Controls		Epr		Education - Primary School		K_thru_12_School		Direct Match		Non Res

		January-00		Education - Relocatable Classroom - DayLt & Controls		DayLt & Controls		ERC		Education - Relocatable Classroom		School		Direct Match		Non Res

		January-00		Education - Secondary School - DayLt & Controls		DayLt & Controls		Ese		Education - Secondary School		K_thru_12_School		Direct Match		Non Res

		January-00		Education - University - DayLt & Controls		DayLt & Controls		Eun		Education - University		College_University		Direct Match		Non Res

		January-00		Food Store - DayLt & Controls		DayLt & Controls		FSt		Food Store		Food_Store		Direct Match		Non Res

		January-00		Grocery - DayLt & Controls		DayLt & Controls		Gro		Grocery		Grocery_Store		Direct Match		Non Res

		January-00		Lodging - Guest Rooms - DayLt & Controls		DayLt & Controls		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		January-00		Health/Medical - Hospital - DayLt & Controls		DayLt & Controls		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		January-00		Lodging - Hotel - DayLt & Controls		DayLt & Controls		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		January-00		Industrial - DayLt & Controls		DayLt & Controls		Ind		Industrial		Industrial		Direct Match		Non Res

		January-00		Manufacturing - Bio/Tech - DayLt & Controls		DayLt & Controls		MBT		Manufacturing - Bio/Tech		Industrial		Approximation		Non Res

		January-00		Misc - Commercial - DayLt & Controls		DayLt & Controls		MiC		Misc - Commercial		Misc._Commercial		Direct Match		Non Res

		January-00		Manufacturing - Light Industrial - DayLt & Controls		DayLt & Controls		MLI		Manufacturing - Light Industrial		Industrial		Approximation		Non Res

		January-00		Lodging - Motel - DayLt & Controls		DayLt & Controls		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		January-00		Health/Medical - Nursing Home - DayLt & Controls		DayLt & Controls		Nrs		Health/Medical - Nursing Home		Medical_Clinic		Approximation		Non Res

		January-00		Office - Large - DayLt & Controls		DayLt & Controls		OfL		Office - Large		Large_Office		Direct Match		Non Res

		January-00		Office - Small - DayLt & Controls		DayLt & Controls		OfS		Office - Small		Small_Office		Direct Match		Non Res

		January-00		Restaurant - Fast-Food - DayLt & Controls		DayLt & Controls		RFF		Restaurant - Fast-Food		Fast_Food_Restaurant		Direct Match		Non Res

		January-00		Restaurant - Sit-Down - DayLt & Controls		DayLt & Controls		RSD		Restaurant - Sit-Down		Sit_Down_Restaurant		Direct Match		Non Res

		January-00		Retail - Multistory Large - DayLt & Controls		DayLt & Controls		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		January-00		Retail - Single-Story Large - DayLt & Controls		DayLt & Controls		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		January-00		Retail - Small - DayLt & Controls		DayLt & Controls		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		January-00		Storage - Conditioned - DayLt & Controls		DayLt & Controls		SCn		Storage - Conditioned		Storage_Building		Direct Match		Non Res

		January-00		Storage - Unconditioned - DayLt & Controls		DayLt & Controls		Sun		Storage - Unconditioned		Storage_Building		Direct Match		Non Res

		January-00		Transportation - Communication - Utilities - DayLt & Controls		DayLt & Controls		TCU		Transportation - Communication - Utilities		Trans_Comm_Util		Direct Match		Non Res

		January-00		Warehouse - Refrigerated - DayLt & Controls		DayLt & Controls		WRf		Warehouse - Refrigerated		Refrigerated_Warehouse		Direct Match		Non Res

		January-00		Residential Mobile Home - Double-Wide - DayLt & Controls		DayLt & Controls		DMO		Residential Mobile Home - Double-Wide		Small_Office		Approximation		Non Res

		January-00		Residential Multi-family - DayLt & Controls		DayLt & Controls		MFM		Residential Multi-family		Small_Office		Approximation		Non Res

		January-00		Residential Single Family - DayLt & Controls		DayLt & Controls		SFM		Residential Single Family		Small_Office		Approximation		Non Res

		January-00		Agricultural - DayLt_Cntrl-NC		DayLt_Cntrl-NC		Agr		Agricultural		Large_Office		Approximation		Non Res

		January-00		Assembly - DayLt_Cntrl-NC		DayLt_Cntrl-NC		Asm		Assembly		Assembly		Direct Match		Non Res

		January-00		Health/Medical - Clinic - DayLt_Cntrl-NC		DayLt_Cntrl-NC		Cli		Health/Medical - Clinic		Small_Office		Approximation		Non Res

		January-00		Education - Community College - DayLt_Cntrl-NC		DayLt_Cntrl-NC		ECC		Education - Community College		College_University		Direct Match		Non Res

		January-00		Education - Primary School - DayLt_Cntrl-NC		DayLt_Cntrl-NC		Epr		Education - Primary School		School		Direct Match		Non Res

		January-00		Education - Relocatable Classroom - DayLt_Cntrl-NC		DayLt_Cntrl-NC		ERC		Education - Relocatable Classroom		School		Direct Match		Non Res

		January-00		Education - Secondary School - DayLt_Cntrl-NC		DayLt_Cntrl-NC		Ese		Education - Secondary School		School		Direct Match		Non Res

		January-00		Education - University - DayLt_Cntrl-NC		DayLt_Cntrl-NC		Eun		Education - University		College_University		Direct Match		Non Res

		January-00		Food Store - DayLt_Cntrl-NC		DayLt_Cntrl-NC		FSt		Food Store		Grocery_Store		Approximation		Non Res

		January-00		Grocery - DayLt_Cntrl-NC		DayLt_Cntrl-NC		Gro		Grocery		Grocery_Store		Direct Match		Non Res

		January-00		Lodging - Guest Rooms - DayLt_Cntrl-NC		DayLt_Cntrl-NC		GsR		Lodging - Guest Rooms		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Hospital - DayLt_Cntrl-NC		DayLt_Cntrl-NC		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		January-00		Lodging - Hotel - DayLt_Cntrl-NC		DayLt_Cntrl-NC		Htl		Lodging - Hotel		Small_Office		Approximation		Non Res

		January-00		Industrial - DayLt_Cntrl-NC		DayLt_Cntrl-NC		Ind		Industrial		Large_Office		Approximation		Non Res

		January-00		Manufacturing - Bio/Tech - DayLt_Cntrl-NC		DayLt_Cntrl-NC		MBT		Manufacturing - Bio/Tech		Large_Office		Approximation		Non Res

		January-00		Misc - Commercial - DayLt_Cntrl-NC		DayLt_Cntrl-NC		MiC		Misc - Commercial		Small_Office		Approximation		Non Res

		January-00		Manufacturing - Light Industrial - DayLt_Cntrl-NC		DayLt_Cntrl-NC		MLI		Manufacturing - Light Industrial		Large_Office		Approximation		Non Res

		January-00		Lodging - Motel - DayLt_Cntrl-NC		DayLt_Cntrl-NC		Mtl		Lodging - Motel		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Nursing Home - DayLt_Cntrl-NC		DayLt_Cntrl-NC		Nrs		Health/Medical - Nursing Home		Small_Office		Approximation		Non Res

		January-00		Office - Large - DayLt_Cntrl-NC		DayLt_Cntrl-NC		OfL		Office - Large		Large_Office		Direct Match		Non Res

		January-00		Office - Small - DayLt_Cntrl-NC		DayLt_Cntrl-NC		OfS		Office - Small		Small_Office		Direct Match		Non Res

		January-00		Restaurant - Fast-Food - DayLt_Cntrl-NC		DayLt_Cntrl-NC		RFF		Restaurant - Fast-Food		Fast_Food_Restaurant		Direct Match		Non Res

		January-00		Restaurant - Sit-Down - DayLt_Cntrl-NC		DayLt_Cntrl-NC		RSD		Restaurant - Sit-Down		Sit_Down_Restaurant		Direct Match		Non Res

		January-00		Retail - Multistory Large - DayLt_Cntrl-NC		DayLt_Cntrl-NC		Rt3		Retail - Multistory Large		Large_Office		Approximation		Non Res

		January-00		Retail - Single-Story Large - DayLt_Cntrl-NC		DayLt_Cntrl-NC		RtL		Retail - Single-Story Large		Large_Office		Approximation		Non Res

		January-00		Retail - Small - DayLt_Cntrl-NC		DayLt_Cntrl-NC		RtS		Retail - Small		Small_Office		Approximation		Non Res

		January-00		Storage - Conditioned - DayLt_Cntrl-NC		DayLt_Cntrl-NC		SCn		Storage - Conditioned		Large_Office		Approximation		Non Res

		January-00		Storage - Unconditioned - DayLt_Cntrl-NC		DayLt_Cntrl-NC		Sun		Storage - Unconditioned		Large_Office		Approximation		Non Res

		January-00		Transportation - Communication - Utilities - DayLt_Cntrl-NC		DayLt_Cntrl-NC		TCU		Transportation - Communication - Utilities		Large_Office		Approximation		Non Res

		January-00		Warehouse - Refrigerated - DayLt_Cntrl-NC		DayLt_Cntrl-NC		WRf		Warehouse - Refrigerated		Large_Office		Approximation		Non Res

		January-00		Residential Mobile Home - Double-Wide - DayLt_Cntrl-NC		DayLt_Cntrl-NC		DMO		Residential Mobile Home - Double-Wide		Small_Office		Approximation		Non Res

		January-00		Residential Multi-family - DayLt_Cntrl-NC		DayLt_Cntrl-NC		MFM		Residential Multi-family		Small_Office		Approximation		Non Res

		January-00		Residential Single Family - DayLt_Cntrl-NC		DayLt_Cntrl-NC		SFM		Residential Single Family		Small_Office		Approximation		Non Res

		January-00		Agricultural - DEER:HVAC_Chillers		DEER:HVAC_Chillers		Agr		Agricultural		NON_RES		Direct Match		Non Res

		January-00		Assembly - DEER:HVAC_Chillers		DEER:HVAC_Chillers		Asm		Assembly		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Clinic - DEER:HVAC_Chillers		DEER:HVAC_Chillers		Cli		Health/Medical - Clinic		NON_RES		Direct Match		Non Res

		January-00		Education - Community College - DEER:HVAC_Chillers		DEER:HVAC_Chillers		ECC		Education - Community College		NON_RES		Direct Match		Non Res

		January-00		Education - Primary School - DEER:HVAC_Chillers		DEER:HVAC_Chillers		Epr		Education - Primary School		NON_RES		Direct Match		Non Res

		January-00		Education - Relocatable Classroom - DEER:HVAC_Chillers		DEER:HVAC_Chillers		ERC		Education - Relocatable Classroom		NON_RES		Direct Match		Non Res

		January-00		Education - Secondary School - DEER:HVAC_Chillers		DEER:HVAC_Chillers		Ese		Education - Secondary School		NON_RES		Direct Match		Non Res

		January-00		Education - University - DEER:HVAC_Chillers		DEER:HVAC_Chillers		Eun		Education - University		NON_RES		Direct Match		Non Res

		January-00		Food Store - DEER:HVAC_Chillers		DEER:HVAC_Chillers		FSt		Food Store		NON_RES		Direct Match		Non Res

		January-00		Grocery - DEER:HVAC_Chillers		DEER:HVAC_Chillers		Gro		Grocery		NON_RES		Direct Match		Non Res

		January-00		Lodging - Guest Rooms - DEER:HVAC_Chillers		DEER:HVAC_Chillers		GsR		Lodging - Guest Rooms		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Hospital - DEER:HVAC_Chillers		DEER:HVAC_Chillers		Hsp		Health/Medical - Hospital		NON_RES		Direct Match		Non Res

		January-00		Lodging - Hotel - DEER:HVAC_Chillers		DEER:HVAC_Chillers		Htl		Lodging - Hotel		NON_RES		Direct Match		Non Res

		January-00		Industrial - DEER:HVAC_Chillers		DEER:HVAC_Chillers		Ind		Industrial		NON_RES		Direct Match		Non Res

		January-00		Manufacturing - Bio/Tech - DEER:HVAC_Chillers		DEER:HVAC_Chillers		MBT		Manufacturing - Bio/Tech		NON_RES		Direct Match		Non Res

		January-00		Misc - Commercial - DEER:HVAC_Chillers		DEER:HVAC_Chillers		MiC		Misc - Commercial		NON_RES		Direct Match		Non Res

		January-00		Manufacturing - Light Industrial - DEER:HVAC_Chillers		DEER:HVAC_Chillers		MLI		Manufacturing - Light Industrial		NON_RES		Direct Match		Non Res

		January-00		Lodging - Motel - DEER:HVAC_Chillers		DEER:HVAC_Chillers		Mtl		Lodging - Motel		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Nursing Home - DEER:HVAC_Chillers		DEER:HVAC_Chillers		Nrs		Health/Medical - Nursing Home		NON_RES		Direct Match		Non Res

		January-00		Office - Large - DEER:HVAC_Chillers		DEER:HVAC_Chillers		OfL		Office - Large		NON_RES		Direct Match		Non Res

		January-00		Office - Small - DEER:HVAC_Chillers		DEER:HVAC_Chillers		OfS		Office - Small		NON_RES		Direct Match		Non Res

		January-00		Restaurant - Fast-Food - DEER:HVAC_Chillers		DEER:HVAC_Chillers		RFF		Restaurant - Fast-Food		NON_RES		Direct Match		Non Res

		January-00		Restaurant - Sit-Down - DEER:HVAC_Chillers		DEER:HVAC_Chillers		RSD		Restaurant - Sit-Down		NON_RES		Direct Match		Non Res

		January-00		Retail - Multistory Large - DEER:HVAC_Chillers		DEER:HVAC_Chillers		Rt3		Retail - Multistory Large		NON_RES		Direct Match		Non Res

		January-00		Retail - Single-Story Large - DEER:HVAC_Chillers		DEER:HVAC_Chillers		RtL		Retail - Single-Story Large		NON_RES		Direct Match		Non Res

		January-00		Retail - Small - DEER:HVAC_Chillers		DEER:HVAC_Chillers		RtS		Retail - Small		NON_RES		Direct Match		Non Res

		January-00		Storage - Conditioned - DEER:HVAC_Chillers		DEER:HVAC_Chillers		SCn		Storage - Conditioned		NON_RES		Direct Match		Non Res

		January-00		Storage - Unconditioned - DEER:HVAC_Chillers		DEER:HVAC_Chillers		Sun		Storage - Unconditioned		NON_RES		Direct Match		Non Res

		January-00		Transportation - Communication - Utilities - DEER:HVAC_Chillers		DEER:HVAC_Chillers		TCU		Transportation - Communication - Utilities		NON_RES		Direct Match		Non Res

		January-00		Warehouse - Refrigerated - DEER:HVAC_Chillers		DEER:HVAC_Chillers		WRf		Warehouse - Refrigerated		NON_RES		Direct Match		Non Res

		January-00		Residential Mobile Home - Double-Wide - DEER:HVAC_Chillers		DEER:HVAC_Chillers		DMO		Residential Mobile Home - Double-Wide		NON_RES		Approximation		Non Res

		January-00		Residential Multi-family - DEER:HVAC_Chillers		DEER:HVAC_Chillers		MFM		Residential Multi-family		NON_RES		Approximation		Non Res

		January-00		Residential Single Family - DEER:HVAC_Chillers		DEER:HVAC_Chillers		SFM		Residential Single Family		NON_RES		Approximation		Non Res

		January-00		Agricultural - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		Agr		Agricultural		NON_RES		Direct Match		Non Res

		January-00		Assembly - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		Asm		Assembly		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Clinic - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		Cli		Health/Medical - Clinic		NON_RES		Direct Match		Non Res

		January-00		Education - Community College - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		ECC		Education - Community College		NON_RES		Direct Match		Non Res

		January-00		Education - Primary School - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		Epr		Education - Primary School		NON_RES		Direct Match		Non Res

		January-00		Education - Relocatable Classroom - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		ERC		Education - Relocatable Classroom		NON_RES		Direct Match		Non Res

		January-00		Education - Secondary School - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		Ese		Education - Secondary School		NON_RES		Direct Match		Non Res

		January-00		Education - University - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		Eun		Education - University		NON_RES		Direct Match		Non Res

		January-00		Food Store - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		FSt		Food Store		NON_RES		Direct Match		Non Res

		January-00		Grocery - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		Gro		Grocery		NON_RES		Direct Match		Non Res

		January-00		Lodging - Guest Rooms - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		GsR		Lodging - Guest Rooms		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Hospital - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		Hsp		Health/Medical - Hospital		NON_RES		Direct Match		Non Res

		January-00		Lodging - Hotel - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		Htl		Lodging - Hotel		NON_RES		Direct Match		Non Res

		January-00		Industrial - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		Ind		Industrial		NON_RES		Direct Match		Non Res

		January-00		Manufacturing - Bio/Tech - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		MBT		Manufacturing - Bio/Tech		NON_RES		Direct Match		Non Res

		January-00		Misc - Commercial - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		MiC		Misc - Commercial		NON_RES		Direct Match		Non Res

		January-00		Manufacturing - Light Industrial - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		MLI		Manufacturing - Light Industrial		NON_RES		Direct Match		Non Res

		January-00		Lodging - Motel - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		Mtl		Lodging - Motel		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Nursing Home - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		Nrs		Health/Medical - Nursing Home		NON_RES		Direct Match		Non Res

		January-00		Office - Large - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		OfL		Office - Large		NON_RES		Direct Match		Non Res

		January-00		Office - Small - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		OfS		Office - Small		NON_RES		Direct Match		Non Res

		January-00		Restaurant - Fast-Food - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		RFF		Restaurant - Fast-Food		NON_RES		Direct Match		Non Res

		January-00		Restaurant - Sit-Down - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		RSD		Restaurant - Sit-Down		NON_RES		Direct Match		Non Res

		January-00		Retail - Multistory Large - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		Rt3		Retail - Multistory Large		NON_RES		Direct Match		Non Res

		January-00		Retail - Single-Story Large - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		RtL		Retail - Single-Story Large		NON_RES		Direct Match		Non Res

		January-00		Retail - Small - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		RtS		Retail - Small		NON_RES		Direct Match		Non Res

		January-00		Storage - Conditioned - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		SCn		Storage - Conditioned		NON_RES		Direct Match		Non Res

		January-00		Storage - Unconditioned - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		Sun		Storage - Unconditioned		NON_RES		Direct Match		Non Res

		January-00		Transportation - Communication - Utilities - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		TCU		Transportation - Communication - Utilities		NON_RES		Direct Match		Non Res

		January-00		Warehouse - Refrigerated - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		WRf		Warehouse - Refrigerated		NON_RES		Direct Match		Non Res

		January-00		Residential Mobile Home - Double-Wide - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		DMO		Residential Mobile Home - Double-Wide		RES		Direct Match		Res

		January-00		Residential Multi-family - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		MFM		Residential Multi-family		RES		Direct Match		Res

		January-00		Residential Single Family - DEER:HVAC_Duct_Sealing		DEER:HVAC_Duct_Sealing		SFM		Residential Single Family		RES		Direct Match		Res

		January-00		Agricultural - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		Agr		Agricultural		RES		Approximation		Res

		January-00		Assembly - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		Asm		Assembly		RES		Approximation		Res

		January-00		Health/Medical - Clinic - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		Cli		Health/Medical - Clinic		RES		Approximation		Res

		January-00		Education - Community College - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		ECC		Education - Community College		RES		Approximation		Res

		January-00		Education - Primary School - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		Epr		Education - Primary School		RES		Approximation		Res

		January-00		Education - Relocatable Classroom - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		ERC		Education - Relocatable Classroom		RES		Approximation		Res

		January-00		Education - Secondary School - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		Ese		Education - Secondary School		RES		Approximation		Res

		January-00		Education - University - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		Eun		Education - University		RES		Approximation		Res

		January-00		Food Store - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		FSt		Food Store		RES		Approximation		Res

		January-00		Grocery - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		Gro		Grocery		RES		Approximation		Res

		January-00		Lodging - Guest Rooms - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		GsR		Lodging - Guest Rooms		RES		Approximation		Res

		January-00		Health/Medical - Hospital - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		Hsp		Health/Medical - Hospital		RES		Approximation		Res

		January-00		Lodging - Hotel - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		Htl		Lodging - Hotel		RES		Approximation		Res

		January-00		Industrial - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		Ind		Industrial		RES		Approximation		Res

		January-00		Manufacturing - Bio/Tech - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		MBT		Manufacturing - Bio/Tech		RES		Approximation		Res

		January-00		Misc - Commercial - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		MiC		Misc - Commercial		RES		Approximation		Res

		January-00		Manufacturing - Light Industrial - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		MLI		Manufacturing - Light Industrial		RES		Approximation		Res

		January-00		Lodging - Motel - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		Mtl		Lodging - Motel		RES		Approximation		Res

		January-00		Health/Medical - Nursing Home - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		Nrs		Health/Medical - Nursing Home		RES		Approximation		Res

		January-00		Office - Large - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		OfL		Office - Large		RES		Approximation		Res

		January-00		Office - Small - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		OfS		Office - Small		RES		Approximation		Res

		January-00		Restaurant - Fast-Food - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		RFF		Restaurant - Fast-Food		RES		Approximation		Res

		January-00		Restaurant - Sit-Down - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		RSD		Restaurant - Sit-Down		RES		Approximation		Res

		January-00		Retail - Multistory Large - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		Rt3		Retail - Multistory Large		RES		Approximation		Res

		January-00		Retail - Single-Story Large - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		RtL		Retail - Single-Story Large		RES		Approximation		Res

		January-00		Retail - Small - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		RtS		Retail - Small		RES		Approximation		Res

		January-00		Storage - Conditioned - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		SCn		Storage - Conditioned		RES		Approximation		Res

		January-00		Storage - Unconditioned - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		Sun		Storage - Unconditioned		RES		Approximation		Res

		January-00		Transportation - Communication - Utilities - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		TCU		Transportation - Communication - Utilities		RES		Approximation		Res

		January-00		Warehouse - Refrigerated - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		WRf		Warehouse - Refrigerated		RES		Approximation		Res

		January-00		Residential Mobile Home - Double-Wide - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		DMO		Residential Mobile Home - Double-Wide		RES		Direct Match		Res

		January-00		Residential Multi-family - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		MFM		Residential Multi-family		RES		Direct Match		Res

		January-00		Residential Single Family - DEER:HVAC_Eff_AC		DEER:HVAC_Eff_AC		SFM		Residential Single Family		RES		Direct Match		Res

		January-00		Agricultural - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		Agr		Agricultural		RES		Approximation		Res

		January-00		Assembly - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		Asm		Assembly		RES		Approximation		Res

		January-00		Health/Medical - Clinic - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		Cli		Health/Medical - Clinic		RES		Approximation		Res

		January-00		Education - Community College - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		ECC		Education - Community College		RES		Approximation		Res

		January-00		Education - Primary School - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		Epr		Education - Primary School		RES		Approximation		Res

		January-00		Education - Relocatable Classroom - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		ERC		Education - Relocatable Classroom		RES		Approximation		Res

		January-00		Education - Secondary School - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		Ese		Education - Secondary School		RES		Approximation		Res

		January-00		Education - University - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		Eun		Education - University		RES		Approximation		Res

		January-00		Food Store - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		FSt		Food Store		RES		Approximation		Res

		January-00		Grocery - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		Gro		Grocery		RES		Approximation		Res

		January-00		Lodging - Guest Rooms - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		GsR		Lodging - Guest Rooms		RES		Approximation		Res

		January-00		Health/Medical - Hospital - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		Hsp		Health/Medical - Hospital		RES		Approximation		Res

		January-00		Lodging - Hotel - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		Htl		Lodging - Hotel		RES		Approximation		Res

		January-00		Industrial - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		Ind		Industrial		RES		Approximation		Res

		January-00		Manufacturing - Bio/Tech - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		MBT		Manufacturing - Bio/Tech		RES		Approximation		Res

		January-00		Misc - Commercial - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		MiC		Misc - Commercial		RES		Approximation		Res

		January-00		Manufacturing - Light Industrial - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		MLI		Manufacturing - Light Industrial		RES		Approximation		Res

		January-00		Lodging - Motel - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		Mtl		Lodging - Motel		RES		Approximation		Res

		January-00		Health/Medical - Nursing Home - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		Nrs		Health/Medical - Nursing Home		RES		Approximation		Res

		January-00		Office - Large - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		OfL		Office - Large		RES		Approximation		Res

		January-00		Office - Small - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		OfS		Office - Small		RES		Approximation		Res

		January-00		Restaurant - Fast-Food - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		RFF		Restaurant - Fast-Food		RES		Approximation		Res

		January-00		Restaurant - Sit-Down - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		RSD		Restaurant - Sit-Down		RES		Approximation		Res

		January-00		Retail - Multistory Large - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		Rt3		Retail - Multistory Large		RES		Approximation		Res

		January-00		Retail - Single-Story Large - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		RtL		Retail - Single-Story Large		RES		Approximation		Res

		January-00		Retail - Small - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		RtS		Retail - Small		RES		Approximation		Res

		January-00		Storage - Conditioned - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		SCn		Storage - Conditioned		RES		Approximation		Res

		January-00		Storage - Unconditioned - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		Sun		Storage - Unconditioned		RES		Approximation		Res

		January-00		Transportation - Communication - Utilities - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		TCU		Transportation - Communication - Utilities		RES		Approximation		Res

		January-00		Warehouse - Refrigerated - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		WRf		Warehouse - Refrigerated		RES		Approximation		Res

		January-00		Residential Mobile Home - Double-Wide - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		DMO		Residential Mobile Home - Double-Wide		RES		Direct Match		Res

		January-00		Residential Multi-family - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		MFM		Residential Multi-family		RES		Direct Match		Res

		January-00		Residential Single Family - DEER:HVAC_Eff_HP		DEER:HVAC_Eff_HP		SFM		Residential Single Family		RES		Direct Match		Res

		January-00		Agricultural - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		Agr		Agricultural		NON_RES		Direct Match		Non Res

		January-00		Assembly - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		Asm		Assembly		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Clinic - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		Cli		Health/Medical - Clinic		NON_RES		Direct Match		Non Res

		January-00		Education - Community College - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		ECC		Education - Community College		NON_RES		Direct Match		Non Res

		January-00		Education - Primary School - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		Epr		Education - Primary School		NON_RES		Direct Match		Non Res

		January-00		Education - Relocatable Classroom - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		ERC		Education - Relocatable Classroom		NON_RES		Direct Match		Non Res

		January-00		Education - Secondary School - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		Ese		Education - Secondary School		NON_RES		Direct Match		Non Res

		January-00		Education - University - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		Eun		Education - University		NON_RES		Direct Match		Non Res

		January-00		Food Store - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		FSt		Food Store		NON_RES		Direct Match		Non Res

		January-00		Grocery - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		Gro		Grocery		NON_RES		Direct Match		Non Res

		January-00		Lodging - Guest Rooms - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		GsR		Lodging - Guest Rooms		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Hospital - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		Hsp		Health/Medical - Hospital		NON_RES		Direct Match		Non Res

		January-00		Lodging - Hotel - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		Htl		Lodging - Hotel		NON_RES		Direct Match		Non Res

		January-00		Industrial - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		Ind		Industrial		NON_RES		Direct Match		Non Res

		January-00		Manufacturing - Bio/Tech - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		MBT		Manufacturing - Bio/Tech		NON_RES		Direct Match		Non Res

		January-00		Misc - Commercial - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		MiC		Misc - Commercial		NON_RES		Direct Match		Non Res

		January-00		Manufacturing - Light Industrial - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		MLI		Manufacturing - Light Industrial		NON_RES		Direct Match		Non Res

		January-00		Lodging - Motel - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		Mtl		Lodging - Motel		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Nursing Home - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		Nrs		Health/Medical - Nursing Home		NON_RES		Direct Match		Non Res

		January-00		Office - Large - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		OfL		Office - Large		NON_RES		Direct Match		Non Res

		January-00		Office - Small - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		OfS		Office - Small		NON_RES		Direct Match		Non Res

		January-00		Restaurant - Fast-Food - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		RFF		Restaurant - Fast-Food		NON_RES		Direct Match		Non Res

		January-00		Restaurant - Sit-Down - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		RSD		Restaurant - Sit-Down		NON_RES		Direct Match		Non Res

		January-00		Retail - Multistory Large - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		Rt3		Retail - Multistory Large		NON_RES		Direct Match		Non Res

		January-00		Retail - Single-Story Large - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		RtL		Retail - Single-Story Large		NON_RES		Direct Match		Non Res

		January-00		Retail - Small - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		RtS		Retail - Small		NON_RES		Direct Match		Non Res

		January-00		Storage - Conditioned - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		SCn		Storage - Conditioned		NON_RES		Direct Match		Non Res

		January-00		Storage - Unconditioned - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		Sun		Storage - Unconditioned		NON_RES		Direct Match		Non Res

		January-00		Transportation - Communication - Utilities - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		TCU		Transportation - Communication - Utilities		NON_RES		Direct Match		Non Res

		January-00		Warehouse - Refrigerated - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		WRf		Warehouse - Refrigerated		NON_RES		Direct Match		Non Res

		January-00		Residential Mobile Home - Double-Wide - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		DMO		Residential Mobile Home - Double-Wide		RES		Direct Match		Res

		January-00		Residential Multi-family - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		MFM		Residential Multi-family		RES		Direct Match		Res

		January-00		Residential Single Family - DEER:HVAC_Refrig_Charge		DEER:HVAC_Refrig_Charge		SFM		Residential Single Family		RES		Direct Match		Res

		January-00		Agricultural - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		Agr		Agricultural		NON_RES		Direct Match		Non Res

		January-00		Assembly - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		Asm		Assembly		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Clinic - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		Cli		Health/Medical - Clinic		NON_RES		Direct Match		Non Res

		January-00		Education - Community College - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		ECC		Education - Community College		NON_RES		Direct Match		Non Res

		January-00		Education - Primary School - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		Epr		Education - Primary School		NON_RES		Direct Match		Non Res

		January-00		Education - Relocatable Classroom - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		ERC		Education - Relocatable Classroom		NON_RES		Direct Match		Non Res

		January-00		Education - Secondary School - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		Ese		Education - Secondary School		NON_RES		Direct Match		Non Res

		January-00		Education - University - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		Eun		Education - University		NON_RES		Direct Match		Non Res

		January-00		Food Store - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		FSt		Food Store		NON_RES		Direct Match		Non Res

		January-00		Grocery - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		Gro		Grocery		NON_RES		Direct Match		Non Res

		January-00		Lodging - Guest Rooms - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		GsR		Lodging - Guest Rooms		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Hospital - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		Hsp		Health/Medical - Hospital		NON_RES		Direct Match		Non Res

		January-00		Lodging - Hotel - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		Htl		Lodging - Hotel		NON_RES		Direct Match		Non Res

		January-00		Industrial - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		Ind		Industrial		NON_RES		Direct Match		Non Res

		January-00		Manufacturing - Bio/Tech - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		MBT		Manufacturing - Bio/Tech		NON_RES		Direct Match		Non Res

		January-00		Misc - Commercial - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		MiC		Misc - Commercial		NON_RES		Direct Match		Non Res

		January-00		Manufacturing - Light Industrial - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		MLI		Manufacturing - Light Industrial		NON_RES		Direct Match		Non Res

		January-00		Lodging - Motel - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		Mtl		Lodging - Motel		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Nursing Home - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		Nrs		Health/Medical - Nursing Home		NON_RES		Direct Match		Non Res

		January-00		Office - Large - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		OfL		Office - Large		NON_RES		Direct Match		Non Res

		January-00		Office - Small - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		OfS		Office - Small		NON_RES		Direct Match		Non Res

		January-00		Restaurant - Fast-Food - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		RFF		Restaurant - Fast-Food		NON_RES		Direct Match		Non Res

		January-00		Restaurant - Sit-Down - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		RSD		Restaurant - Sit-Down		NON_RES		Direct Match		Non Res

		January-00		Retail - Multistory Large - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		Rt3		Retail - Multistory Large		NON_RES		Direct Match		Non Res

		January-00		Retail - Single-Story Large - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		RtL		Retail - Single-Story Large		NON_RES		Direct Match		Non Res

		January-00		Retail - Small - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		RtS		Retail - Small		NON_RES		Direct Match		Non Res

		January-00		Storage - Conditioned - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		SCn		Storage - Conditioned		NON_RES		Direct Match		Non Res

		January-00		Storage - Unconditioned - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		Sun		Storage - Unconditioned		NON_RES		Direct Match		Non Res

		January-00		Transportation - Communication - Utilities - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		TCU		Transportation - Communication - Utilities		NON_RES		Direct Match		Non Res

		January-00		Warehouse - Refrigerated - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		WRf		Warehouse - Refrigerated		NON_RES		Direct Match		Non Res

		January-00		Residential Mobile Home - Double-Wide - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		DMO		Residential Mobile Home - Double-Wide		NON_RES		Approximation		Non Res

		January-00		Residential Multi-family - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		MFM		Residential Multi-family		NON_RES		Approximation		Non Res

		January-00		Residential Single Family - DEER:HVAC_Split-Package_AC		DEER:HVAC_Split-Package_AC		SFM		Residential Single Family		NON_RES		Approximation		Non Res

		January-00		Agricultural - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		Agr		Agricultural		NON_RES		Direct Match		Non Res

		January-00		Assembly - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		Asm		Assembly		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Clinic - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		Cli		Health/Medical - Clinic		NON_RES		Direct Match		Non Res

		January-00		Education - Community College - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		ECC		Education - Community College		NON_RES		Direct Match		Non Res

		January-00		Education - Primary School - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		Epr		Education - Primary School		NON_RES		Direct Match		Non Res

		January-00		Education - Relocatable Classroom - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		ERC		Education - Relocatable Classroom		NON_RES		Direct Match		Non Res

		January-00		Education - Secondary School - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		Ese		Education - Secondary School		NON_RES		Direct Match		Non Res

		January-00		Education - University - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		Eun		Education - University		NON_RES		Direct Match		Non Res

		January-00		Food Store - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		FSt		Food Store		NON_RES		Direct Match		Non Res

		January-00		Grocery - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		Gro		Grocery		NON_RES		Direct Match		Non Res

		January-00		Lodging - Guest Rooms - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		GsR		Lodging - Guest Rooms		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Hospital - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		Hsp		Health/Medical - Hospital		NON_RES		Direct Match		Non Res

		January-00		Lodging - Hotel - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		Htl		Lodging - Hotel		NON_RES		Direct Match		Non Res

		January-00		Industrial - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		Ind		Industrial		NON_RES		Direct Match		Non Res

		January-00		Manufacturing - Bio/Tech - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		MBT		Manufacturing - Bio/Tech		NON_RES		Direct Match		Non Res

		January-00		Misc - Commercial - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		MiC		Misc - Commercial		NON_RES		Direct Match		Non Res

		January-00		Manufacturing - Light Industrial - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		MLI		Manufacturing - Light Industrial		NON_RES		Direct Match		Non Res

		January-00		Lodging - Motel - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		Mtl		Lodging - Motel		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Nursing Home - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		Nrs		Health/Medical - Nursing Home		NON_RES		Direct Match		Non Res

		January-00		Office - Large - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		OfL		Office - Large		NON_RES		Direct Match		Non Res

		January-00		Office - Small - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		OfS		Office - Small		NON_RES		Direct Match		Non Res

		January-00		Restaurant - Fast-Food - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		RFF		Restaurant - Fast-Food		NON_RES		Direct Match		Non Res

		January-00		Restaurant - Sit-Down - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		RSD		Restaurant - Sit-Down		NON_RES		Direct Match		Non Res

		January-00		Retail - Multistory Large - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		Rt3		Retail - Multistory Large		NON_RES		Direct Match		Non Res

		January-00		Retail - Single-Story Large - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		RtL		Retail - Single-Story Large		NON_RES		Direct Match		Non Res

		January-00		Retail - Small - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		RtS		Retail - Small		NON_RES		Direct Match		Non Res

		January-00		Storage - Conditioned - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		SCn		Storage - Conditioned		NON_RES		Direct Match		Non Res

		January-00		Storage - Unconditioned - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		Sun		Storage - Unconditioned		NON_RES		Direct Match		Non Res

		January-00		Transportation - Communication - Utilities - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		TCU		Transportation - Communication - Utilities		NON_RES		Direct Match		Non Res

		January-00		Warehouse - Refrigerated - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		WRf		Warehouse - Refrigerated		NON_RES		Direct Match		Non Res

		January-00		Residential Mobile Home - Double-Wide - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		DMO		Residential Mobile Home - Double-Wide		NON_RES		Approximation		Non Res

		January-00		Residential Multi-family - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		MFM		Residential Multi-family		NON_RES		Approximation		Non Res

		January-00		Residential Single Family - DEER:HVAC_Split-Package_HP		DEER:HVAC_Split-Package_HP		SFM		Residential Single Family		NON_RES		Approximation		Non Res

		January-00		Agricultural - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		Agr		Agricultural		NON_RES		Direct Match		Non Res

		January-00		Assembly - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		Asm		Assembly		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Clinic - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		Cli		Health/Medical - Clinic		NON_RES		Direct Match		Non Res

		January-00		Education - Community College - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		ECC		Education - Community College		NON_RES		Direct Match		Non Res

		January-00		Education - Primary School - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		Epr		Education - Primary School		NON_RES		Direct Match		Non Res

		January-00		Education - Relocatable Classroom - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		ERC		Education - Relocatable Classroom		NON_RES		Direct Match		Non Res

		January-00		Education - Secondary School - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		Ese		Education - Secondary School		NON_RES		Direct Match		Non Res

		January-00		Education - University - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		Eun		Education - University		NON_RES		Direct Match		Non Res

		January-00		Food Store - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		FSt		Food Store		NON_RES		Direct Match		Non Res

		January-00		Grocery - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		Gro		Grocery		NON_RES		Direct Match		Non Res

		January-00		Lodging - Guest Rooms - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		GsR		Lodging - Guest Rooms		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Hospital - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		Hsp		Health/Medical - Hospital		NON_RES		Direct Match		Non Res

		January-00		Lodging - Hotel - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		Htl		Lodging - Hotel		NON_RES		Direct Match		Non Res

		January-00		Industrial - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		Ind		Industrial		NON_RES		Direct Match		Non Res

		January-00		Manufacturing - Bio/Tech - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		MBT		Manufacturing - Bio/Tech		NON_RES		Direct Match		Non Res

		January-00		Misc - Commercial - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		MiC		Misc - Commercial		NON_RES		Direct Match		Non Res

		January-00		Manufacturing - Light Industrial - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		MLI		Manufacturing - Light Industrial		NON_RES		Direct Match		Non Res

		January-00		Lodging - Motel - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		Mtl		Lodging - Motel		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Nursing Home - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		Nrs		Health/Medical - Nursing Home		NON_RES		Direct Match		Non Res

		January-00		Office - Large - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		OfL		Office - Large		NON_RES		Direct Match		Non Res

		January-00		Office - Small - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		OfS		Office - Small		NON_RES		Direct Match		Non Res

		January-00		Restaurant - Fast-Food - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		RFF		Restaurant - Fast-Food		NON_RES		Direct Match		Non Res

		January-00		Restaurant - Sit-Down - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		RSD		Restaurant - Sit-Down		NON_RES		Direct Match		Non Res

		January-00		Retail - Multistory Large - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		Rt3		Retail - Multistory Large		NON_RES		Direct Match		Non Res

		January-00		Retail - Single-Story Large - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		RtL		Retail - Single-Story Large		NON_RES		Direct Match		Non Res

		January-00		Retail - Small - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		RtS		Retail - Small		NON_RES		Direct Match		Non Res

		January-00		Storage - Conditioned - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		SCn		Storage - Conditioned		NON_RES		Direct Match		Non Res

		January-00		Storage - Unconditioned - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		Sun		Storage - Unconditioned		NON_RES		Direct Match		Non Res

		January-00		Transportation - Communication - Utilities - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		TCU		Transportation - Communication - Utilities		NON_RES		Direct Match		Non Res

		January-00		Warehouse - Refrigerated - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		WRf		Warehouse - Refrigerated		NON_RES		Direct Match		Non Res

		January-00		Residential Mobile Home - Double-Wide - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		DMO		Residential Mobile Home - Double-Wide		RES		Direct Match		Res

		January-00		Residential Multi-family - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		MFM		Residential Multi-family		RES		Direct Match		Res

		January-00		Residential Single Family - DEER:Indoor_CFL_Ltg		DEER:Indoor_CFL_Ltg		SFM		Residential Single Family		RES		Direct Match		Res

		January-00		Agricultural - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		Agr		Agricultural		NON_RES		Direct Match		Non Res

		January-00		Assembly - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		Asm		Assembly		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Clinic - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		Cli		Health/Medical - Clinic		NON_RES		Direct Match		Non Res

		January-00		Education - Community College - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		ECC		Education - Community College		NON_RES		Direct Match		Non Res

		January-00		Education - Primary School - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		Epr		Education - Primary School		NON_RES		Direct Match		Non Res

		January-00		Education - Relocatable Classroom - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		ERC		Education - Relocatable Classroom		NON_RES		Direct Match		Non Res

		January-00		Education - Secondary School - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		Ese		Education - Secondary School		NON_RES		Direct Match		Non Res

		January-00		Education - University - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		Eun		Education - University		NON_RES		Direct Match		Non Res

		January-00		Food Store - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		FSt		Food Store		NON_RES		Direct Match		Non Res

		January-00		Grocery - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		Gro		Grocery		NON_RES		Direct Match		Non Res

		January-00		Lodging - Guest Rooms - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		GsR		Lodging - Guest Rooms		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Hospital - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		Hsp		Health/Medical - Hospital		NON_RES		Direct Match		Non Res

		January-00		Lodging - Hotel - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		Htl		Lodging - Hotel		NON_RES		Direct Match		Non Res

		January-00		Industrial - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		Ind		Industrial		NON_RES		Direct Match		Non Res

		January-00		Manufacturing - Bio/Tech - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		MBT		Manufacturing - Bio/Tech		NON_RES		Direct Match		Non Res

		January-00		Misc - Commercial - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		MiC		Misc - Commercial		NON_RES		Direct Match		Non Res

		January-00		Manufacturing - Light Industrial - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		MLI		Manufacturing - Light Industrial		NON_RES		Direct Match		Non Res

		January-00		Lodging - Motel - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		Mtl		Lodging - Motel		NON_RES		Direct Match		Non Res

		January-00		Health/Medical - Nursing Home - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		Nrs		Health/Medical - Nursing Home		NON_RES		Direct Match		Non Res

		January-00		Office - Large - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		OfL		Office - Large		NON_RES		Direct Match		Non Res

		January-00		Office - Small - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		OfS		Office - Small		NON_RES		Direct Match		Non Res

		January-00		Restaurant - Fast-Food - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		RFF		Restaurant - Fast-Food		NON_RES		Direct Match		Non Res

		January-00		Restaurant - Sit-Down - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		RSD		Restaurant - Sit-Down		NON_RES		Direct Match		Non Res

		January-00		Retail - Multistory Large - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		Rt3		Retail - Multistory Large		NON_RES		Direct Match		Non Res

		January-00		Retail - Single-Story Large - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		RtL		Retail - Single-Story Large		NON_RES		Direct Match		Non Res

		January-00		Retail - Small - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		RtS		Retail - Small		NON_RES		Direct Match		Non Res

		January-00		Storage - Conditioned - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		SCn		Storage - Conditioned		NON_RES		Direct Match		Non Res

		January-00		Storage - Unconditioned - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		Sun		Storage - Unconditioned		NON_RES		Direct Match		Non Res

		January-00		Transportation - Communication - Utilities - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		TCU		Transportation - Communication - Utilities		NON_RES		Direct Match		Non Res

		January-00		Warehouse - Refrigerated - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		WRf		Warehouse - Refrigerated		NON_RES		Direct Match		Non Res

		January-00		Residential Mobile Home - Double-Wide - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		DMO		Residential Mobile Home - Double-Wide		NON_RES		Approximation		Non Res

		January-00		Residential Multi-family - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		MFM		Residential Multi-family		NON_RES		Approximation		Non Res

		January-00		Residential Single Family - DEER:Indoor_Non-CFL_Ltg		DEER:Indoor_Non-CFL_Ltg		SFM		Residential Single Family		NON_RES		Approximation		Non Res

		January-00		Agricultural - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		Agr		Agricultural		RES		Approximation		Res

		January-00		Assembly - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		Asm		Assembly		RES		Approximation		Res

		January-00		Health/Medical - Clinic - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		Cli		Health/Medical - Clinic		RES		Approximation		Res

		January-00		Education - Community College - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		ECC		Education - Community College		RES		Approximation		Res

		January-00		Education - Primary School - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		Epr		Education - Primary School		RES		Approximation		Res

		January-00		Education - Relocatable Classroom - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		ERC		Education - Relocatable Classroom		RES		Approximation		Res

		January-00		Education - Secondary School - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		Ese		Education - Secondary School		RES		Approximation		Res

		January-00		Education - University - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		Eun		Education - University		RES		Approximation		Res

		January-00		Food Store - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		FSt		Food Store		RES		Approximation		Res

		January-00		Grocery - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		Gro		Grocery		RES		Approximation		Res

		January-00		Lodging - Guest Rooms - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		GsR		Lodging - Guest Rooms		RES		Approximation		Res

		January-00		Health/Medical - Hospital - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		Hsp		Health/Medical - Hospital		RES		Approximation		Res

		January-00		Lodging - Hotel - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		Htl		Lodging - Hotel		RES		Approximation		Res

		January-00		Industrial - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		Ind		Industrial		RES		Approximation		Res

		January-00		Manufacturing - Bio/Tech - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		MBT		Manufacturing - Bio/Tech		RES		Approximation		Res

		January-00		Misc - Commercial - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		MiC		Misc - Commercial		RES		Approximation		Res

		January-00		Manufacturing - Light Industrial - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		MLI		Manufacturing - Light Industrial		RES		Approximation		Res

		January-00		Lodging - Motel - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		Mtl		Lodging - Motel		RES		Approximation		Res

		January-00		Health/Medical - Nursing Home - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		Nrs		Health/Medical - Nursing Home		RES		Approximation		Res

		January-00		Office - Large - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		OfL		Office - Large		RES		Approximation		Res

		January-00		Office - Small - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		OfS		Office - Small		RES		Approximation		Res

		January-00		Restaurant - Fast-Food - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		RFF		Restaurant - Fast-Food		RES		Approximation		Res

		January-00		Restaurant - Sit-Down - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		RSD		Restaurant - Sit-Down		RES		Approximation		Res

		January-00		Retail - Multistory Large - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		Rt3		Retail - Multistory Large		RES		Approximation		Res

		January-00		Retail - Single-Story Large - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		RtL		Retail - Single-Story Large		RES		Approximation		Res

		January-00		Retail - Small - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		RtS		Retail - Small		RES		Approximation		Res

		January-00		Storage - Conditioned - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		SCn		Storage - Conditioned		RES		Approximation		Res

		January-00		Storage - Unconditioned - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		Sun		Storage - Unconditioned		RES		Approximation		Res

		January-00		Transportation - Communication - Utilities - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		TCU		Transportation - Communication - Utilities		RES		Approximation		Res

		January-00		Warehouse - Refrigerated - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		WRf		Warehouse - Refrigerated		RES		Approximation		Res

		January-00		Residential Mobile Home - Double-Wide - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		DMO		Residential Mobile Home - Double-Wide		RES		Direct Match		Res

		January-00		Residential Multi-family - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		MFM		Residential Multi-family		RES		Direct Match		Res

		January-00		Residential Single Family - DEER:Refg_Chrg_Duct_Seal		DEER:Refg_Chrg_Duct_Seal		SFM		Residential Single Family		RES		Direct Match		Res

		January-00		Agricultural - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		Agr		Agricultural		RES		Approximation		Res

		January-00		Assembly - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		Asm		Assembly		RES		Approximation		Res

		January-00		Health/Medical - Clinic - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		Cli		Health/Medical - Clinic		RES		Approximation		Res

		January-00		Education - Community College - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		ECC		Education - Community College		RES		Approximation		Res

		January-00		Education - Primary School - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		Epr		Education - Primary School		RES		Approximation		Res

		January-00		Education - Relocatable Classroom - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		ERC		Education - Relocatable Classroom		RES		Approximation		Res

		January-00		Education - Secondary School - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		Ese		Education - Secondary School		RES		Approximation		Res

		January-00		Education - University - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		Eun		Education - University		RES		Approximation		Res

		January-00		Food Store - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		FSt		Food Store		RES		Approximation		Res

		January-00		Grocery - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		Gro		Grocery		RES		Approximation		Res

		January-00		Lodging - Guest Rooms - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		GsR		Lodging - Guest Rooms		RES		Approximation		Res

		January-00		Health/Medical - Hospital - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		Hsp		Health/Medical - Hospital		RES		Approximation		Res

		January-00		Lodging - Hotel - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		Htl		Lodging - Hotel		RES		Approximation		Res

		January-00		Industrial - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		Ind		Industrial		RES		Approximation		Res

		January-00		Manufacturing - Bio/Tech - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		MBT		Manufacturing - Bio/Tech		RES		Approximation		Res

		January-00		Misc - Commercial - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		MiC		Misc - Commercial		RES		Approximation		Res

		January-00		Manufacturing - Light Industrial - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		MLI		Manufacturing - Light Industrial		RES		Approximation		Res

		January-00		Lodging - Motel - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		Mtl		Lodging - Motel		RES		Approximation		Res

		January-00		Health/Medical - Nursing Home - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		Nrs		Health/Medical - Nursing Home		RES		Approximation		Res

		January-00		Office - Large - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		OfL		Office - Large		RES		Approximation		Res

		January-00		Office - Small - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		OfS		Office - Small		RES		Approximation		Res

		January-00		Restaurant - Fast-Food - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		RFF		Restaurant - Fast-Food		RES		Approximation		Res

		January-00		Restaurant - Sit-Down - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		RSD		Restaurant - Sit-Down		RES		Approximation		Res

		January-00		Retail - Multistory Large - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		Rt3		Retail - Multistory Large		RES		Approximation		Res

		January-00		Retail - Single-Story Large - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		RtL		Retail - Single-Story Large		RES		Approximation		Res

		January-00		Retail - Small - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		RtS		Retail - Small		RES		Approximation		Res

		January-00		Storage - Conditioned - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		SCn		Storage - Conditioned		RES		Approximation		Res

		January-00		Storage - Unconditioned - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		Sun		Storage - Unconditioned		RES		Approximation		Res

		January-00		Transportation - Communication - Utilities - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		TCU		Transportation - Communication - Utilities		RES		Approximation		Res

		January-00		Warehouse - Refrigerated - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		WRf		Warehouse - Refrigerated		RES		Approximation		Res

		January-00		Residential Mobile Home - Double-Wide - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		DMO		Residential Mobile Home - Double-Wide		RES		Direct Match		Res

		January-00		Residential Multi-family - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		MFM		Residential Multi-family		RES		Direct Match		Res

		January-00		Residential Single Family - DEER:RefgFrzr_HighEff		DEER:RefgFrzr_HighEff		SFM		Residential Single Family		RES		Direct Match		Res

		January-00		Agricultural - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		Agr		Agricultural		RES		Approximation		Res

		January-00		Assembly - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		Asm		Assembly		RES		Approximation		Res

		January-00		Health/Medical - Clinic - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		Cli		Health/Medical - Clinic		RES		Approximation		Res

		January-00		Education - Community College - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		ECC		Education - Community College		RES		Approximation		Res

		January-00		Education - Primary School - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		Epr		Education - Primary School		RES		Approximation		Res

		January-00		Education - Relocatable Classroom - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		ERC		Education - Relocatable Classroom		RES		Approximation		Res

		January-00		Education - Secondary School - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		Ese		Education - Secondary School		RES		Approximation		Res

		January-00		Education - University - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		Eun		Education - University		RES		Approximation		Res

		January-00		Food Store - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		FSt		Food Store		RES		Approximation		Res

		January-00		Grocery - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		Gro		Grocery		RES		Approximation		Res

		January-00		Lodging - Guest Rooms - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		GsR		Lodging - Guest Rooms		RES		Approximation		Res

		January-00		Health/Medical - Hospital - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		Hsp		Health/Medical - Hospital		RES		Approximation		Res

		January-00		Lodging - Hotel - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		Htl		Lodging - Hotel		RES		Approximation		Res

		January-00		Industrial - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		Ind		Industrial		RES		Approximation		Res

		January-00		Manufacturing - Bio/Tech - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		MBT		Manufacturing - Bio/Tech		RES		Approximation		Res

		January-00		Misc - Commercial - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		MiC		Misc - Commercial		RES		Approximation		Res

		January-00		Manufacturing - Light Industrial - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		MLI		Manufacturing - Light Industrial		RES		Approximation		Res

		January-00		Lodging - Motel - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		Mtl		Lodging - Motel		RES		Approximation		Res

		January-00		Health/Medical - Nursing Home - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		Nrs		Health/Medical - Nursing Home		RES		Approximation		Res

		January-00		Office - Large - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		OfL		Office - Large		RES		Approximation		Res

		January-00		Office - Small - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		OfS		Office - Small		RES		Approximation		Res

		January-00		Restaurant - Fast-Food - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		RFF		Restaurant - Fast-Food		RES		Approximation		Res

		January-00		Restaurant - Sit-Down - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		RSD		Restaurant - Sit-Down		RES		Approximation		Res

		January-00		Retail - Multistory Large - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		Rt3		Retail - Multistory Large		RES		Approximation		Res

		January-00		Retail - Single-Story Large - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		RtL		Retail - Single-Story Large		RES		Approximation		Res

		January-00		Retail - Small - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		RtS		Retail - Small		RES		Approximation		Res

		January-00		Storage - Conditioned - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		SCn		Storage - Conditioned		RES		Approximation		Res

		January-00		Storage - Unconditioned - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		Sun		Storage - Unconditioned		RES		Approximation		Res

		January-00		Transportation - Communication - Utilities - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		TCU		Transportation - Communication - Utilities		RES		Approximation		Res

		January-00		Warehouse - Refrigerated - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		WRf		Warehouse - Refrigerated		RES		Approximation		Res

		January-00		Residential Mobile Home - Double-Wide - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		DMO		Residential Mobile Home - Double-Wide		RES		Direct Match		Res

		January-00		Residential Multi-family - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		MFM		Residential Multi-family		RES		Direct Match		Res

		January-00		Residential Single Family - DEER:RefgFrzr_Recyc-Conditioned		DEER:RefgFrzr_Recyc-Conditioned		SFM		Residential Single Family		RES		Direct Match		Res

		January-00		Agricultural - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		Agr		Agricultural		RES		Approximation		Res

		January-00		Assembly - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		Asm		Assembly		RES		Approximation		Res

		January-00		Health/Medical - Clinic - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		Cli		Health/Medical - Clinic		RES		Approximation		Res

		January-00		Education - Community College - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		ECC		Education - Community College		RES		Approximation		Res

		January-00		Education - Primary School - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		Epr		Education - Primary School		RES		Approximation		Res

		January-00		Education - Relocatable Classroom - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		ERC		Education - Relocatable Classroom		RES		Approximation		Res

		January-00		Education - Secondary School - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		Ese		Education - Secondary School		RES		Approximation		Res

		January-00		Education - University - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		Eun		Education - University		RES		Approximation		Res

		January-00		Food Store - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		FSt		Food Store		RES		Approximation		Res

		January-00		Grocery - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		Gro		Grocery		RES		Approximation		Res

		January-00		Lodging - Guest Rooms - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		GsR		Lodging - Guest Rooms		RES		Approximation		Res

		January-00		Health/Medical - Hospital - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		Hsp		Health/Medical - Hospital		RES		Approximation		Res

		January-00		Lodging - Hotel - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		Htl		Lodging - Hotel		RES		Approximation		Res

		January-00		Industrial - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		Ind		Industrial		RES		Approximation		Res

		January-00		Manufacturing - Bio/Tech - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		MBT		Manufacturing - Bio/Tech		RES		Approximation		Res

		January-00		Misc - Commercial - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		MiC		Misc - Commercial		RES		Approximation		Res

		January-00		Manufacturing - Light Industrial - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		MLI		Manufacturing - Light Industrial		RES		Approximation		Res

		January-00		Lodging - Motel - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		Mtl		Lodging - Motel		RES		Approximation		Res

		January-00		Health/Medical - Nursing Home - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		Nrs		Health/Medical - Nursing Home		RES		Approximation		Res

		January-00		Office - Large - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		OfL		Office - Large		RES		Approximation		Res

		January-00		Office - Small - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		OfS		Office - Small		RES		Approximation		Res

		January-00		Restaurant - Fast-Food - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		RFF		Restaurant - Fast-Food		RES		Approximation		Res

		January-00		Restaurant - Sit-Down - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		RSD		Restaurant - Sit-Down		RES		Approximation		Res

		January-00		Retail - Multistory Large - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		Rt3		Retail - Multistory Large		RES		Approximation		Res

		January-00		Retail - Single-Story Large - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		RtL		Retail - Single-Story Large		RES		Approximation		Res

		January-00		Retail - Small - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		RtS		Retail - Small		RES		Approximation		Res

		January-00		Storage - Conditioned - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		SCn		Storage - Conditioned		RES		Approximation		Res

		January-00		Storage - Unconditioned - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		Sun		Storage - Unconditioned		RES		Approximation		Res

		January-00		Transportation - Communication - Utilities - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		TCU		Transportation - Communication - Utilities		RES		Approximation		Res

		January-00		Warehouse - Refrigerated - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		WRf		Warehouse - Refrigerated		RES		Approximation		Res

		January-00		Residential Mobile Home - Double-Wide - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		DMO		Residential Mobile Home - Double-Wide		RES		Direct Match		Res

		January-00		Residential Multi-family - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		MFM		Residential Multi-family		RES		Direct Match		Res

		January-00		Residential Single Family - DEER:RefgFrzr_Recycling		DEER:RefgFrzr_Recycling		SFM		Residential Single Family		RES		Direct Match		Res

		January-00		Agricultural - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		Agr		Agricultural		RES		Approximation		Res

		January-00		Assembly - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		Asm		Assembly		RES		Approximation		Res

		January-00		Health/Medical - Clinic - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		Cli		Health/Medical - Clinic		RES		Approximation		Res

		January-00		Education - Community College - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		ECC		Education - Community College		RES		Approximation		Res

		January-00		Education - Primary School - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		Epr		Education - Primary School		RES		Approximation		Res

		January-00		Education - Relocatable Classroom - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		ERC		Education - Relocatable Classroom		RES		Approximation		Res

		January-00		Education - Secondary School - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		Ese		Education - Secondary School		RES		Approximation		Res

		January-00		Education - University - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		Eun		Education - University		RES		Approximation		Res

		January-00		Food Store - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		FSt		Food Store		RES		Approximation		Res

		January-00		Grocery - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		Gro		Grocery		RES		Approximation		Res

		January-00		Lodging - Guest Rooms - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		GsR		Lodging - Guest Rooms		RES		Approximation		Res

		January-00		Health/Medical - Hospital - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		Hsp		Health/Medical - Hospital		RES		Approximation		Res

		January-00		Lodging - Hotel - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		Htl		Lodging - Hotel		RES		Approximation		Res

		January-00		Industrial - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		Ind		Industrial		RES		Approximation		Res

		January-00		Manufacturing - Bio/Tech - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		MBT		Manufacturing - Bio/Tech		RES		Approximation		Res

		January-00		Misc - Commercial - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		MiC		Misc - Commercial		RES		Approximation		Res

		January-00		Manufacturing - Light Industrial - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		MLI		Manufacturing - Light Industrial		RES		Approximation		Res

		January-00		Lodging - Motel - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		Mtl		Lodging - Motel		RES		Approximation		Res

		January-00		Health/Medical - Nursing Home - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		Nrs		Health/Medical - Nursing Home		RES		Approximation		Res

		January-00		Office - Large - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		OfL		Office - Large		RES		Approximation		Res

		January-00		Office - Small - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		OfS		Office - Small		RES		Approximation		Res

		January-00		Restaurant - Fast-Food - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		RFF		Restaurant - Fast-Food		RES		Approximation		Res

		January-00		Restaurant - Sit-Down - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		RSD		Restaurant - Sit-Down		RES		Approximation		Res

		January-00		Retail - Multistory Large - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		Rt3		Retail - Multistory Large		RES		Approximation		Res

		January-00		Retail - Single-Story Large - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		RtL		Retail - Single-Story Large		RES		Approximation		Res

		January-00		Retail - Small - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		RtS		Retail - Small		RES		Approximation		Res

		January-00		Storage - Conditioned - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		SCn		Storage - Conditioned		RES		Approximation		Res

		January-00		Storage - Unconditioned - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		Sun		Storage - Unconditioned		RES		Approximation		Res

		January-00		Transportation - Communication - Utilities - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		TCU		Transportation - Communication - Utilities		RES		Approximation		Res

		January-00		Warehouse - Refrigerated - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		WRf		Warehouse - Refrigerated		RES		Approximation		Res

		January-00		Residential Mobile Home - Double-Wide - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		DMO		Residential Mobile Home - Double-Wide		RES		Direct Match		Res

		January-00		Residential Multi-family - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		MFM		Residential Multi-family		RES		Direct Match		Res

		January-00		Residential Single Family - DEER:RefgFrzr_Recyc-UnConditioned		DEER:RefgFrzr_Recyc-UnConditioned		SFM		Residential Single Family		RES		Direct Match		Res

		January-00		N/A - DHW HtPmp		DHW HtPmp		December-99		N/A		Restaurant		Direct Match		Non Res

		January-00		N/A - DHW HtPmp		DHW HtPmp		December-99		N/A		Non-Refrig._Warehouse		Direct Match		Non Res

		January-00		Agricultural - DHW HtPmp		DHW HtPmp		Agr		Agricultural		Agricultural		Direct Match		Non Res

		January-00		Assembly - DHW HtPmp		DHW HtPmp		Asm		Assembly		Assembly		Direct Match		Non Res

		January-00		Health/Medical - Clinic - DHW HtPmp		DHW HtPmp		Cli		Health/Medical - Clinic		Medical_Clinic		Direct Match		Non Res

		January-00		Education - Community College - DHW HtPmp		DHW HtPmp		ECC		Education - Community College		College_University		Direct Match		Non Res

		January-00		Education - Primary School - DHW HtPmp		DHW HtPmp		Epr		Education - Primary School		K_thru_12_School		Direct Match		Non Res

		January-00		Education - Relocatable Classroom - DHW HtPmp		DHW HtPmp		ERC		Education - Relocatable Classroom		School		Direct Match		Non Res

		January-00		Education - Secondary School - DHW HtPmp		DHW HtPmp		Ese		Education - Secondary School		K_thru_12_School		Direct Match		Non Res

		January-00		Education - University - DHW HtPmp		DHW HtPmp		Eun		Education - University		College_University		Direct Match		Non Res

		January-00		Food Store - DHW HtPmp		DHW HtPmp		FSt		Food Store		Food_Store		Direct Match		Non Res

		January-00		Grocery - DHW HtPmp		DHW HtPmp		Gro		Grocery		Grocery_Store		Direct Match		Non Res

		January-00		Lodging - Guest Rooms - DHW HtPmp		DHW HtPmp		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		January-00		Health/Medical - Hospital - DHW HtPmp		DHW HtPmp		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		January-00		Lodging - Hotel - DHW HtPmp		DHW HtPmp		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		January-00		Industrial - DHW HtPmp		DHW HtPmp		Ind		Industrial		Industrial		Direct Match		Non Res

		January-00		Manufacturing - Bio/Tech - DHW HtPmp		DHW HtPmp		MBT		Manufacturing - Bio/Tech		Industrial		Approximation		Non Res

		January-00		Misc - Commercial - DHW HtPmp		DHW HtPmp		MiC		Misc - Commercial		Misc._Commercial		Direct Match		Non Res

		January-00		Manufacturing - Light Industrial - DHW HtPmp		DHW HtPmp		MLI		Manufacturing - Light Industrial		Industrial		Approximation		Non Res

		January-00		Lodging - Motel - DHW HtPmp		DHW HtPmp		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		January-00		Health/Medical - Nursing Home - DHW HtPmp		DHW HtPmp		Nrs		Health/Medical - Nursing Home		Medical_Clinic		Approximation		Non Res

		January-00		Office - Large - DHW HtPmp		DHW HtPmp		OfL		Office - Large		Large_Office		Direct Match		Non Res

		January-00		Office - Small - DHW HtPmp		DHW HtPmp		OfS		Office - Small		Small_Office		Direct Match		Non Res

		January-00		Restaurant - Fast-Food - DHW HtPmp		DHW HtPmp		RFF		Restaurant - Fast-Food		Fast_Food_Restaurant		Direct Match		Non Res

		January-00		Restaurant - Sit-Down - DHW HtPmp		DHW HtPmp		RSD		Restaurant - Sit-Down		Sit_Down_Restaurant		Direct Match		Non Res

		January-00		Retail - Multistory Large - DHW HtPmp		DHW HtPmp		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		January-00		Retail - Single-Story Large - DHW HtPmp		DHW HtPmp		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		January-00		Retail - Small - DHW HtPmp		DHW HtPmp		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		January-00		Storage - Conditioned - DHW HtPmp		DHW HtPmp		SCn		Storage - Conditioned		Storage_Building		Direct Match		Non Res

		January-00		Storage - Unconditioned - DHW HtPmp		DHW HtPmp		Sun		Storage - Unconditioned		Storage_Building		Direct Match		Non Res

		January-00		Transportation - Communication - Utilities - DHW HtPmp		DHW HtPmp		TCU		Transportation - Communication - Utilities		Trans_Comm_Util		Direct Match		Non Res

		January-00		Warehouse - Refrigerated - DHW HtPmp		DHW HtPmp		WRf		Warehouse - Refrigerated		Refrigerated_Warehouse		Direct Match		Non Res

		January-00		Residential Mobile Home - Double-Wide - DHW HtPmp		DHW HtPmp		DMO		Residential Mobile Home - Double-Wide		Misc._Commercial		Approximation		Non Res

		January-00		Residential Multi-family - DHW HtPmp		DHW HtPmp		MFM		Residential Multi-family		Misc._Commercial		Approximation		Non Res

		January-00		Residential Single Family - DHW HtPmp		DHW HtPmp		SFM		Residential Single Family		Misc._Commercial		Approximation		Non Res

		January-00		Agricultural - Economy_cycle-Ret		Economy_cycle-Ret		Agr		Agricultural		Large_Retail_Store		Approximation		Non Res

		January-00		Assembly - Economy_cycle-Ret		Economy_cycle-Ret		Asm		Assembly		Large_Office		Approximation		Non Res

		January-00		Health/Medical - Clinic - Economy_cycle-Ret		Economy_cycle-Ret		Cli		Health/Medical - Clinic		Small_Office		Approximation		Non Res

		January-00		Education - Community College - Economy_cycle-Ret		Economy_cycle-Ret		ECC		Education - Community College		College_University		Direct Match		Non Res

		January-00		Education - Primary School - Economy_cycle-Ret		Economy_cycle-Ret		Epr		Education - Primary School		Small_Office		Approximation		Non Res

		January-00		Education - Relocatable Classroom - Economy_cycle-Ret		Economy_cycle-Ret		ERC		Education - Relocatable Classroom		Small_Office		Approximation		Non Res

		January-00		Education - Secondary School - Economy_cycle-Ret		Economy_cycle-Ret		Ese		Education - Secondary School		Small_Office		Approximation		Non Res

		January-00		Education - University - Economy_cycle-Ret		Economy_cycle-Ret		Eun		Education - University		College_University		Direct Match		Non Res

		January-00		Food Store - Economy_cycle-Ret		Economy_cycle-Ret		FSt		Food Store		Small_Office		Approximation		Non Res

		January-00		Grocery - Economy_cycle-Ret		Economy_cycle-Ret		Gro		Grocery		Small_Office		Approximation		Non Res

		January-00		Lodging - Guest Rooms - Economy_cycle-Ret		Economy_cycle-Ret		GsR		Lodging - Guest Rooms		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Hospital - Economy_cycle-Ret		Economy_cycle-Ret		Hsp		Health/Medical - Hospital		College_University		Approximation		Non Res

		January-00		Lodging - Hotel - Economy_cycle-Ret		Economy_cycle-Ret		Htl		Lodging - Hotel		Small_Office		Approximation		Non Res

		January-00		Industrial - Economy_cycle-Ret		Economy_cycle-Ret		Ind		Industrial		Large_Office		Approximation		Non Res

		January-00		Manufacturing - Bio/Tech - Economy_cycle-Ret		Economy_cycle-Ret		MBT		Manufacturing - Bio/Tech		Large_Office		Approximation		Non Res

		January-00		Misc - Commercial - Economy_cycle-Ret		Economy_cycle-Ret		MiC		Misc - Commercial		Misc._Commercial		Direct Match		Non Res

		January-00		Manufacturing - Light Industrial - Economy_cycle-Ret		Economy_cycle-Ret		MLI		Manufacturing - Light Industrial		Large_Office		Approximation		Non Res

		January-00		Lodging - Motel - Economy_cycle-Ret		Economy_cycle-Ret		Mtl		Lodging - Motel		Small_Office		Approximation		Non Res

		January-00		Health/Medical - Nursing Home - Economy_cycle-Ret		Economy_cycle-Ret		Nrs		Health/Medical - Nursing Home		Small_Office		Approximation		Non Res

		January-00		Office - Large - Economy_cycle-Ret		Economy_cycle-Ret		OfL		Office - Large		Large_Office		Direct Match		Non Res

		January-00		Office - Small - Economy_cycle-Ret		Economy_cycle-Ret		OfS		Office - Small		Small_Office		Direct Match		Non Res

		January-00		Restaurant - Fast-Food - Economy_cycle-Ret		Economy_cycle-Ret		RFF		Restaurant - Fast-Food		Restaurant		Direct Match		Non Res

		January-00		Restaurant - Sit-Down - Economy_cycle-Ret		Economy_cycle-Ret		RSD		Restaurant - Sit-Down		Restaurant		Direct Match		Non Res

		January-00		Retail - Multistory Large - Economy_cycle-Ret		Economy_cycle-Ret		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		January-00		Retail - Single-Story Large - Economy_cycle-Ret		Economy_cycle-Ret		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		January-00		Retail - Small - Economy_cycle-Ret		Economy_cycle-Ret		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		January-00		Storage - Conditioned - Economy_cycle-Ret		Economy_cycle-Ret		SCn		Storage - Conditioned		Large_Retail_Store		Approximation		Non Res

		January-00		Storage - Unconditioned - Economy_cycle-Ret		Economy_cycle-Ret		Sun		Storage - Unconditioned		Large_Retail_Store		Approximation		Non Res

		January-00		Transportation - Communication - Utilities - Economy_cycle-Ret		Economy_cycle-Ret		TCU		Transportation - Communication - Utilities		Large_Retail_Store		Approximation		Non Res

		January-00		Warehouse - Refrigerated - Economy_cycle-Ret		Economy_cycle-Ret		WRf		Warehouse - Refrigerated		Large_Retail_Store		Approximation		Non Res

		January-00		Residential Mobile Home - Double-Wide - Economy_cycle-Ret		Economy_cycle-Ret		DMO		Residential Mobile Home - Double-Wide		Misc._Commercial		Approximation		Non Res

		January-00		Residential Multi-family - Economy_cycle-Ret		Economy_cycle-Ret		MFM		Residential Multi-family		Misc._Commercial		Approximation		Non Res

		January-00		Residential Single Family - Economy_cycle-Ret		Economy_cycle-Ret		SFM		Residential Single Family		Misc._Commercial		Approximation		Non Res

		January-00		Agricultural - Evap_Cooling-Ret		Evap_Cooling-Ret		Agr		Agricultural		Large_Retail_Store		Approximation		Non Res

		January-00		Assembly - Evap_Cooling-Ret		Evap_Cooling-Ret		Asm		Assembly		Large_Retail_Store		Approximation		Non Res

		January-00		Health/Medical - Clinic - Evap_Cooling-Ret		Evap_Cooling-Ret		Cli		Health/Medical - Clinic		Small_Retail_Store		Approximation		Non Res

		January-00		Education - Community College - Evap_Cooling-Ret		Evap_Cooling-Ret		ECC		Education - Community College		College_University		Direct Match		Non Res

		January-00		Education - Primary School - Evap_Cooling-Ret		Evap_Cooling-Ret		Epr		Education - Primary School		College_University		Approximation		Non Res

		January-00		Education - Relocatable Classroom - Evap_Cooling-Ret		Evap_Cooling-Ret		ERC		Education - Relocatable Classroom		College_University		Approximation		Non Res

		January-00		Education - Secondary School - Evap_Cooling-Ret		Evap_Cooling-Ret		Ese		Education - Secondary School		College_University		Approximation		Non Res

		January-00		Education - University - Evap_Cooling-Ret		Evap_Cooling-Ret		Eun		Education - University		College_University		Direct Match		Non Res

		January-00		Food Store - Evap_Cooling-Ret		Evap_Cooling-Ret		FSt		Food Store		Small_Retail_Store		Approximation		Non Res

		January-00		Grocery - Evap_Cooling-Ret		Evap_Cooling-Ret		Gro		Grocery		Small_Retail_Store		Approximation		Non Res

		January-00		Lodging - Guest Rooms - Evap_Cooling-Ret		Evap_Cooling-Ret		GsR		Lodging - Guest Rooms		Small_Retail_Store		Approximation		Non Res

		January-00		Health/Medical - Hospital - Evap_Cooling-Ret		Evap_Cooling-Ret		Hsp		Health/Medical - Hospital		College_University		Approximation		Non Res

		January-00		Lodging - Hotel - Evap_Cooling-Ret		Evap_Cooling-Ret		Htl		Lodging - Hotel		Large_Retail_Store		Approximation		Non Res

		January-00		Industrial - Evap_Cooling-Ret		Evap_Cooling-Ret		Ind		Industrial		Large_Retail_Store		Approximation		Non Res

		January-00		Manufacturing - Bio/Tech - Evap_Cooling-Ret		Evap_Cooling-Ret		MBT		Manufacturing - Bio/Tech		Large_Retail_Store		Approximation		Non Res

		January-00		Misc - Commercial - Evap_Cooling-Ret		Evap_Cooling-Ret		MiC		Misc - Commercial		Small_Retail_Store		Approximation		Non Res

		January-00		Manufacturing - Light Industrial - Evap_Cooling-Ret		Evap_Cooling-Ret		MLI		Manufacturing - Light Industrial		Large_Retail_Store		Approximation		Non Res

		January-00		Lodging - Motel - Evap_Cooling-Ret		Evap_Cooling-Ret		Mtl		Lodging - Motel		Small_Retail_Store		Approximation		Non Res

		January-00		Health/Medical - Nursing Home - Evap_Cooling-Ret		Evap_Cooling-Ret		Nrs		Health/Medical - Nursing Home		Small_Retail_Store		Approximation		Non Res

		January-00		Office - Large - Evap_Cooling-Ret		Evap_Cooling-Ret		OfL		Office - Large		Large_Retail_Store		Approximation		Non Res

		January-00		Office - Small - Evap_Cooling-Ret		Evap_Cooling-Ret		OfS		Office - Small		Small_Retail_Store		Approximation		Non Res

		January-00		Restaurant - Fast-Food - Evap_Cooling-Ret		Evap_Cooling-Ret		RFF		Restaurant - Fast-Food		Restaurant		Direct Match		Non Res

		January-00		Restaurant - Sit-Down - Evap_Cooling-Ret		Evap_Cooling-Ret		RSD		Restaurant - Sit-Down		Restaurant		Direct Match		Non Res

		January-00		Retail - Multistory Large - Evap_Cooling-Ret		Evap_Cooling-Ret		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		January-00		Retail - Single-Story Large - Evap_Cooling-Ret		Evap_Cooling-Ret		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		January-00		Retail - Small - Evap_Cooling-Ret		Evap_Cooling-Ret		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		January-00		Storage - Conditioned - Evap_Cooling-Ret		Evap_Cooling-Ret		SCn		Storage - Conditioned		Large_Retail_Store		Approximation		Non Res

		January-00		Storage - Unconditioned - Evap_Cooling-Ret		Evap_Cooling-Ret		Sun		Storage - Unconditioned		Large_Retail_Store		Approximation		Non Res

		January-00		Transportation - Communication - Utilities - Evap_Cooling-Ret		Evap_Cooling-Ret		TCU		Transportation - Communication - Utilities		Large_Retail_Store		Approximation		Non Res

		January-00		Warehouse - Refrigerated - Evap_Cooling-Ret		Evap_Cooling-Ret		WRf		Warehouse - Refrigerated		Large_Retail_Store		Approximation		Non Res

		January-00		Residential Mobile Home - Double-Wide - Evap_Cooling-Ret		Evap_Cooling-Ret		DMO		Residential Mobile Home - Double-Wide		Small_Retail_Store		Approximation		Non Res

		January-00		Residential Multi-family - Evap_Cooling-Ret		Evap_Cooling-Ret		MFM		Residential Multi-family		Small_Retail_Store		Approximation		Non Res

		January-00		Residential Single Family - Evap_Cooling-Ret		Evap_Cooling-Ret		SFM		Residential Single Family		Small_Retail_Store		Approximation		Non Res

		February-00		Agricultural - Frig Barrier		Frig Barrier		Agr		Agricultural		Misc._Commercial		Approximation		Non Res

		February-00		Assembly - Frig Barrier		Frig Barrier		Asm		Assembly		Misc._Commercial		Approximation		Non Res

		February-00		Health/Medical - Clinic - Frig Barrier		Frig Barrier		Cli		Health/Medical - Clinic		Misc._Commercial		Approximation		Non Res

		February-00		Education - Community College - Frig Barrier		Frig Barrier		ECC		Education - Community College		Misc._Commercial		Approximation		Non Res

		February-00		Education - Primary School - Frig Barrier		Frig Barrier		Epr		Education - Primary School		Misc._Commercial		Approximation		Non Res

		February-00		Education - Relocatable Classroom - Frig Barrier		Frig Barrier		ERC		Education - Relocatable Classroom		Misc._Commercial		Approximation		Non Res

		February-00		Education - Secondary School - Frig Barrier		Frig Barrier		Ese		Education - Secondary School		Misc._Commercial		Approximation		Non Res

		February-00		Education - University - Frig Barrier		Frig Barrier		Eun		Education - University		Misc._Commercial		Approximation		Non Res

		February-00		Food Store - Frig Barrier		Frig Barrier		FSt		Food Store		Misc._Commercial		Approximation		Non Res

		February-00		Grocery - Frig Barrier		Frig Barrier		Gro		Grocery		Misc._Commercial		Approximation		Non Res

		February-00		Lodging - Guest Rooms - Frig Barrier		Frig Barrier		GsR		Lodging - Guest Rooms		Misc._Commercial		Approximation		Non Res

		February-00		Health/Medical - Hospital - Frig Barrier		Frig Barrier		Hsp		Health/Medical - Hospital		Misc._Commercial		Approximation		Non Res

		February-00		Lodging - Hotel - Frig Barrier		Frig Barrier		Htl		Lodging - Hotel		Misc._Commercial		Approximation		Non Res

		February-00		Industrial - Frig Barrier		Frig Barrier		Ind		Industrial		Misc._Commercial		Approximation		Non Res

		February-00		Manufacturing - Bio/Tech - Frig Barrier		Frig Barrier		MBT		Manufacturing - Bio/Tech		Misc._Commercial		Approximation		Non Res

		February-00		Misc - Commercial - Frig Barrier		Frig Barrier		MiC		Misc - Commercial		Misc._Commercial		Direct Match		Non Res

		February-00		Manufacturing - Light Industrial - Frig Barrier		Frig Barrier		MLI		Manufacturing - Light Industrial		Misc._Commercial		Approximation		Non Res

		February-00		Lodging - Motel - Frig Barrier		Frig Barrier		Mtl		Lodging - Motel		Misc._Commercial		Approximation		Non Res

		February-00		Health/Medical - Nursing Home - Frig Barrier		Frig Barrier		Nrs		Health/Medical - Nursing Home		Misc._Commercial		Approximation		Non Res

		February-00		Office - Large - Frig Barrier		Frig Barrier		OfL		Office - Large		Misc._Commercial		Approximation		Non Res

		February-00		Office - Small - Frig Barrier		Frig Barrier		OfS		Office - Small		Misc._Commercial		Approximation		Non Res

		February-00		Restaurant - Fast-Food - Frig Barrier		Frig Barrier		RFF		Restaurant - Fast-Food		Misc._Commercial		Approximation		Non Res

		February-00		Restaurant - Sit-Down - Frig Barrier		Frig Barrier		RSD		Restaurant - Sit-Down		Misc._Commercial		Approximation		Non Res

		February-00		Retail - Multistory Large - Frig Barrier		Frig Barrier		Rt3		Retail - Multistory Large		Misc._Commercial		Approximation		Non Res

		February-00		Retail - Single-Story Large - Frig Barrier		Frig Barrier		RtL		Retail - Single-Story Large		Misc._Commercial		Approximation		Non Res

		February-00		Retail - Small - Frig Barrier		Frig Barrier		RtS		Retail - Small		Misc._Commercial		Approximation		Non Res

		February-00		Storage - Conditioned - Frig Barrier		Frig Barrier		SCn		Storage - Conditioned		Misc._Commercial		Approximation		Non Res

		February-00		Storage - Unconditioned - Frig Barrier		Frig Barrier		Sun		Storage - Unconditioned		Misc._Commercial		Approximation		Non Res

		February-00		Transportation - Communication - Utilities - Frig Barrier		Frig Barrier		TCU		Transportation - Communication - Utilities		Misc._Commercial		Approximation		Non Res

		February-00		Warehouse - Refrigerated - Frig Barrier		Frig Barrier		WRf		Warehouse - Refrigerated		Misc._Commercial		Approximation		Non Res

		February-00		Residential Mobile Home - Double-Wide - Frig Barrier		Frig Barrier		DMO		Residential Mobile Home - Double-Wide		Misc._Commercial		Approximation		Non Res

		February-00		Residential Multi-family - Frig Barrier		Frig Barrier		MFM		Residential Multi-family		Misc._Commercial		Approximation		Non Res

		February-00		Residential Single Family - Frig Barrier		Frig Barrier		SFM		Residential Single Family		Misc._Commercial		Approximation		Non Res

		February-00		Agricultural - Heat_Pump-NC		Heat_Pump-NC		Agr		Agricultural		Residential		Approximation		Res

		February-00		Assembly - Heat_Pump-NC		Heat_Pump-NC		Asm		Assembly		Residential		Approximation		Res

		February-00		Health/Medical - Clinic - Heat_Pump-NC		Heat_Pump-NC		Cli		Health/Medical - Clinic		Residential		Approximation		Res

		February-00		Education - Community College - Heat_Pump-NC		Heat_Pump-NC		ECC		Education - Community College		Residential		Approximation		Res

		February-00		Education - Primary School - Heat_Pump-NC		Heat_Pump-NC		Epr		Education - Primary School		Residential		Approximation		Res

		February-00		Education - Relocatable Classroom - Heat_Pump-NC		Heat_Pump-NC		ERC		Education - Relocatable Classroom		Residential		Approximation		Res

		February-00		Education - Secondary School - Heat_Pump-NC		Heat_Pump-NC		Ese		Education - Secondary School		Residential		Approximation		Res

		February-00		Education - University - Heat_Pump-NC		Heat_Pump-NC		Eun		Education - University		Residential		Approximation		Res

		February-00		Food Store - Heat_Pump-NC		Heat_Pump-NC		FSt		Food Store		Residential		Approximation		Res

		February-00		Grocery - Heat_Pump-NC		Heat_Pump-NC		Gro		Grocery		Residential		Approximation		Res

		February-00		Lodging - Guest Rooms - Heat_Pump-NC		Heat_Pump-NC		GsR		Lodging - Guest Rooms		Residential		Approximation		Res

		February-00		Health/Medical - Hospital - Heat_Pump-NC		Heat_Pump-NC		Hsp		Health/Medical - Hospital		Residential		Approximation		Res

		February-00		Lodging - Hotel - Heat_Pump-NC		Heat_Pump-NC		Htl		Lodging - Hotel		Residential		Approximation		Res

		February-00		Industrial - Heat_Pump-NC		Heat_Pump-NC		Ind		Industrial		Residential		Approximation		Res

		February-00		Manufacturing - Bio/Tech - Heat_Pump-NC		Heat_Pump-NC		MBT		Manufacturing - Bio/Tech		Residential		Approximation		Res

		February-00		Misc - Commercial - Heat_Pump-NC		Heat_Pump-NC		MiC		Misc - Commercial		Residential		Approximation		Res

		February-00		Manufacturing - Light Industrial - Heat_Pump-NC		Heat_Pump-NC		MLI		Manufacturing - Light Industrial		Residential		Approximation		Res

		February-00		Lodging - Motel - Heat_Pump-NC		Heat_Pump-NC		Mtl		Lodging - Motel		Residential		Approximation		Res

		February-00		Health/Medical - Nursing Home - Heat_Pump-NC		Heat_Pump-NC		Nrs		Health/Medical - Nursing Home		Residential		Approximation		Res

		February-00		Office - Large - Heat_Pump-NC		Heat_Pump-NC		OfL		Office - Large		Residential		Approximation		Res

		February-00		Office - Small - Heat_Pump-NC		Heat_Pump-NC		OfS		Office - Small		Residential		Approximation		Res

		February-00		Restaurant - Fast-Food - Heat_Pump-NC		Heat_Pump-NC		RFF		Restaurant - Fast-Food		Residential		Approximation		Res

		February-00		Restaurant - Sit-Down - Heat_Pump-NC		Heat_Pump-NC		RSD		Restaurant - Sit-Down		Residential		Approximation		Res

		February-00		Retail - Multistory Large - Heat_Pump-NC		Heat_Pump-NC		Rt3		Retail - Multistory Large		Residential		Approximation		Res

		February-00		Retail - Single-Story Large - Heat_Pump-NC		Heat_Pump-NC		RtL		Retail - Single-Story Large		Residential		Approximation		Res

		February-00		Retail - Small - Heat_Pump-NC		Heat_Pump-NC		RtS		Retail - Small		Residential		Approximation		Res

		February-00		Storage - Conditioned - Heat_Pump-NC		Heat_Pump-NC		SCn		Storage - Conditioned		Residential		Approximation		Res

		February-00		Storage - Unconditioned - Heat_Pump-NC		Heat_Pump-NC		Sun		Storage - Unconditioned		Residential		Approximation		Res

		February-00		Transportation - Communication - Utilities - Heat_Pump-NC		Heat_Pump-NC		TCU		Transportation - Communication - Utilities		Residential		Approximation		Res

		February-00		Warehouse - Refrigerated - Heat_Pump-NC		Heat_Pump-NC		WRf		Warehouse - Refrigerated		Residential		Approximation		Res

		February-00		Residential Mobile Home - Double-Wide - Heat_Pump-NC		Heat_Pump-NC		DMO		Residential Mobile Home - Double-Wide		Residential		Direct Match		Res

		February-00		Residential Multi-family - Heat_Pump-NC		Heat_Pump-NC		MFM		Residential Multi-family		Residential		Direct Match		Res

		February-00		Residential Single Family - Heat_Pump-NC		Heat_Pump-NC		SFM		Residential Single Family		Residential		Direct Match		Res

		February-00		Agricultural - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		Agr		Agricultural		Residential		Approximation		Res

		February-00		Assembly - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		Asm		Assembly		Residential		Approximation		Res

		February-00		Health/Medical - Clinic - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		Cli		Health/Medical - Clinic		Residential		Approximation		Res

		February-00		Education - Community College - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		ECC		Education - Community College		Residential		Approximation		Res

		February-00		Education - Primary School - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		Epr		Education - Primary School		Residential		Approximation		Res

		February-00		Education - Relocatable Classroom - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		ERC		Education - Relocatable Classroom		Residential		Approximation		Res

		February-00		Education - Secondary School - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		Ese		Education - Secondary School		Residential		Approximation		Res

		February-00		Education - University - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		Eun		Education - University		Residential		Approximation		Res

		February-00		Food Store - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		FSt		Food Store		Residential		Approximation		Res

		February-00		Grocery - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		Gro		Grocery		Residential		Approximation		Res

		February-00		Lodging - Guest Rooms - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		GsR		Lodging - Guest Rooms		Residential		Approximation		Res

		February-00		Health/Medical - Hospital - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		Hsp		Health/Medical - Hospital		Residential		Approximation		Res

		February-00		Lodging - Hotel - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		Htl		Lodging - Hotel		Residential		Approximation		Res

		February-00		Industrial - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		Ind		Industrial		Residential		Approximation		Res

		February-00		Manufacturing - Bio/Tech - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		MBT		Manufacturing - Bio/Tech		Residential		Approximation		Res

		February-00		Misc - Commercial - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		MiC		Misc - Commercial		Residential		Approximation		Res

		February-00		Manufacturing - Light Industrial - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		MLI		Manufacturing - Light Industrial		Residential		Approximation		Res

		February-00		Lodging - Motel - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		Mtl		Lodging - Motel		Residential		Approximation		Res

		February-00		Health/Medical - Nursing Home - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		Nrs		Health/Medical - Nursing Home		Residential		Approximation		Res

		February-00		Office - Large - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		OfL		Office - Large		Residential		Approximation		Res

		February-00		Office - Small - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		OfS		Office - Small		Residential		Approximation		Res

		February-00		Restaurant - Fast-Food - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		RFF		Restaurant - Fast-Food		Residential		Approximation		Res

		February-00		Restaurant - Sit-Down - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		RSD		Restaurant - Sit-Down		Residential		Approximation		Res

		February-00		Retail - Multistory Large - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		Rt3		Retail - Multistory Large		Residential		Approximation		Res

		February-00		Retail - Single-Story Large - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		RtL		Retail - Single-Story Large		Residential		Approximation		Res

		February-00		Retail - Small - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		RtS		Retail - Small		Residential		Approximation		Res

		February-00		Storage - Conditioned - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		SCn		Storage - Conditioned		Residential		Approximation		Res

		February-00		Storage - Unconditioned - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		Sun		Storage - Unconditioned		Residential		Approximation		Res

		February-00		Transportation - Communication - Utilities - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		TCU		Transportation - Communication - Utilities		Residential		Approximation		Res

		February-00		Warehouse - Refrigerated - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		WRf		Warehouse - Refrigerated		Residential		Approximation		Res

		February-00		Residential Mobile Home - Double-Wide - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		DMO		Residential Mobile Home - Double-Wide		Residential		Direct Match		Res

		February-00		Residential Multi-family - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		MFM		Residential Multi-family		Residential		Direct Match		Res

		February-00		Residential Single Family - HeatPump_Heating_Only-RC		HeatPump_Heating_Only-RC		SFM		Residential Single Family		Residential		Direct Match		Res

		February-00		Agricultural - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		Agr		Agricultural		Residential		Approximation		Res

		February-00		Assembly - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		Asm		Assembly		Residential		Approximation		Res

		February-00		Health/Medical - Clinic - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		Cli		Health/Medical - Clinic		Residential		Approximation		Res

		February-00		Education - Community College - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		ECC		Education - Community College		Residential		Approximation		Res

		February-00		Education - Primary School - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		Epr		Education - Primary School		Residential		Approximation		Res

		February-00		Education - Relocatable Classroom - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		ERC		Education - Relocatable Classroom		Residential		Approximation		Res

		February-00		Education - Secondary School - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		Ese		Education - Secondary School		Residential		Approximation		Res

		February-00		Education - University - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		Eun		Education - University		Residential		Approximation		Res

		February-00		Food Store - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		FSt		Food Store		Residential		Approximation		Res

		February-00		Grocery - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		Gro		Grocery		Residential		Approximation		Res

		February-00		Lodging - Guest Rooms - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		GsR		Lodging - Guest Rooms		Residential		Approximation		Res

		February-00		Health/Medical - Hospital - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		Hsp		Health/Medical - Hospital		Residential		Approximation		Res

		February-00		Lodging - Hotel - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		Htl		Lodging - Hotel		Residential		Approximation		Res

		February-00		Industrial - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		Ind		Industrial		Residential		Approximation		Res

		February-00		Manufacturing - Bio/Tech - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		MBT		Manufacturing - Bio/Tech		Residential		Approximation		Res

		February-00		Misc - Commercial - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		MiC		Misc - Commercial		Residential		Approximation		Res

		February-00		Manufacturing - Light Industrial - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		MLI		Manufacturing - Light Industrial		Residential		Approximation		Res

		February-00		Lodging - Motel - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		Mtl		Lodging - Motel		Residential		Approximation		Res

		February-00		Health/Medical - Nursing Home - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		Nrs		Health/Medical - Nursing Home		Residential		Approximation		Res

		February-00		Office - Large - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		OfL		Office - Large		Residential		Approximation		Res

		February-00		Office - Small - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		OfS		Office - Small		Residential		Approximation		Res

		February-00		Restaurant - Fast-Food - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		RFF		Restaurant - Fast-Food		Residential		Approximation		Res

		February-00		Restaurant - Sit-Down - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		RSD		Restaurant - Sit-Down		Residential		Approximation		Res

		February-00		Retail - Multistory Large - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		Rt3		Retail - Multistory Large		Residential		Approximation		Res

		February-00		Retail - Single-Story Large - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		RtL		Retail - Single-Story Large		Residential		Approximation		Res

		February-00		Retail - Small - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		RtS		Retail - Small		Residential		Approximation		Res

		February-00		Storage - Conditioned - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		SCn		Storage - Conditioned		Residential		Approximation		Res

		February-00		Storage - Unconditioned - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		Sun		Storage - Unconditioned		Residential		Approximation		Res

		February-00		Transportation - Communication - Utilities - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		TCU		Transportation - Communication - Utilities		Residential		Approximation		Res

		February-00		Warehouse - Refrigerated - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		WRf		Warehouse - Refrigerated		Residential		Approximation		Res

		February-00		Residential Mobile Home - Double-Wide - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		DMO		Residential Mobile Home - Double-Wide		Residential		Direct Match		Res

		February-00		Residential Multi-family - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		MFM		Residential Multi-family		Residential		Direct Match		Res

		February-00		Residential Single Family - HeatPump_ThroughWall-RC		HeatPump_ThroughWall-RC		SFM		Residential Single Family		Residential		Direct Match		Res

		February-00		Agricultural - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		Agr		Agricultural		Residential		Approximation		Res

		February-00		Assembly - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		Asm		Assembly		Residential		Approximation		Res

		February-00		Health/Medical - Clinic - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		Cli		Health/Medical - Clinic		Residential		Approximation		Res

		February-00		Education - Community College - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		ECC		Education - Community College		Residential		Approximation		Res

		February-00		Education - Primary School - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		Epr		Education - Primary School		Residential		Approximation		Res

		February-00		Education - Relocatable Classroom - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		ERC		Education - Relocatable Classroom		Residential		Approximation		Res

		February-00		Education - Secondary School - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		Ese		Education - Secondary School		Residential		Approximation		Res

		February-00		Education - University - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		Eun		Education - University		Residential		Approximation		Res

		February-00		Food Store - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		FSt		Food Store		Residential		Approximation		Res

		February-00		Grocery - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		Gro		Grocery		Residential		Approximation		Res

		February-00		Lodging - Guest Rooms - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		GsR		Lodging - Guest Rooms		Residential		Approximation		Res

		February-00		Health/Medical - Hospital - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		Hsp		Health/Medical - Hospital		Residential		Approximation		Res

		February-00		Lodging - Hotel - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		Htl		Lodging - Hotel		Residential		Approximation		Res

		February-00		Industrial - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		Ind		Industrial		Residential		Approximation		Res

		February-00		Manufacturing - Bio/Tech - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		MBT		Manufacturing - Bio/Tech		Residential		Approximation		Res

		February-00		Misc - Commercial - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		MiC		Misc - Commercial		Residential		Approximation		Res

		February-00		Manufacturing - Light Industrial - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		MLI		Manufacturing - Light Industrial		Residential		Approximation		Res

		February-00		Lodging - Motel - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		Mtl		Lodging - Motel		Residential		Approximation		Res

		February-00		Health/Medical - Nursing Home - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		Nrs		Health/Medical - Nursing Home		Residential		Approximation		Res

		February-00		Office - Large - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		OfL		Office - Large		Residential		Approximation		Res

		February-00		Office - Small - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		OfS		Office - Small		Residential		Approximation		Res

		February-00		Restaurant - Fast-Food - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		RFF		Restaurant - Fast-Food		Residential		Approximation		Res

		February-00		Restaurant - Sit-Down - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		RSD		Restaurant - Sit-Down		Residential		Approximation		Res

		February-00		Retail - Multistory Large - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		Rt3		Retail - Multistory Large		Residential		Approximation		Res

		February-00		Retail - Single-Story Large - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		RtL		Retail - Single-Story Large		Residential		Approximation		Res

		February-00		Retail - Small - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		RtS		Retail - Small		Residential		Approximation		Res

		February-00		Storage - Conditioned - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		SCn		Storage - Conditioned		Residential		Approximation		Res

		February-00		Storage - Unconditioned - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		Sun		Storage - Unconditioned		Residential		Approximation		Res

		February-00		Transportation - Communication - Utilities - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		TCU		Transportation - Communication - Utilities		Residential		Approximation		Res

		February-00		Warehouse - Refrigerated - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		WRf		Warehouse - Refrigerated		Residential		Approximation		Res

		February-00		Residential Mobile Home - Double-Wide - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		DMO		Residential Mobile Home - Double-Wide		Residential		Direct Match		Res

		February-00		Residential Multi-family - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		MFM		Residential Multi-family		Residential		Direct Match		Res

		February-00		Residential Single Family - HeatPump_WtrHt-RC		HeatPump_WtrHt-RC		SFM		Residential Single Family		Residential		Direct Match		Res

		February-00		Agricultural - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		Agr		Agricultural		Large_Office		Approximation		Non Res

		February-00		Assembly - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		Asm		Assembly		Assembly		Direct Match		Non Res

		February-00		Health/Medical - Clinic - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		Cli		Health/Medical - Clinic		Small_Office		Approximation		Non Res

		February-00		Education - Community College - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		ECC		Education - Community College		College_University		Direct Match		Non Res

		February-00		Education - Primary School - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		Epr		Education - Primary School		School		Direct Match		Non Res

		February-00		Education - Relocatable Classroom - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		ERC		Education - Relocatable Classroom		School		Direct Match		Non Res

		February-00		Education - Secondary School - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		Ese		Education - Secondary School		School		Direct Match		Non Res

		February-00		Education - University - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		Eun		Education - University		College_University		Direct Match		Non Res

		February-00		Food Store - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		FSt		Food Store		Grocery_Store		Approximation		Non Res

		February-00		Grocery - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		Gro		Grocery		Grocery_Store		Direct Match		Non Res

		February-00		Lodging - Guest Rooms - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		GsR		Lodging - Guest Rooms		Small_Office		Approximation		Non Res

		February-00		Health/Medical - Hospital - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		February-00		Lodging - Hotel - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		Htl		Lodging - Hotel		Small_Office		Approximation		Non Res

		February-00		Industrial - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		Ind		Industrial		Large_Office		Approximation		Non Res

		February-00		Manufacturing - Bio/Tech - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		MBT		Manufacturing - Bio/Tech		Large_Office		Approximation		Non Res

		February-00		Misc - Commercial - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		MiC		Misc - Commercial		Small_Office		Approximation		Non Res

		February-00		Manufacturing - Light Industrial - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		MLI		Manufacturing - Light Industrial		Large_Office		Approximation		Non Res

		February-00		Lodging - Motel - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		Mtl		Lodging - Motel		Small_Office		Approximation		Non Res

		February-00		Health/Medical - Nursing Home - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		Nrs		Health/Medical - Nursing Home		Small_Office		Approximation		Non Res

		February-00		Office - Large - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		OfL		Office - Large		Large_Office		Direct Match		Non Res

		February-00		Office - Small - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		OfS		Office - Small		Small_Office		Direct Match		Non Res

		February-00		Restaurant - Fast-Food - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		RFF		Restaurant - Fast-Food		Small_Office		Approximation		Non Res

		February-00		Restaurant - Sit-Down - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		RSD		Restaurant - Sit-Down		Small_Office		Approximation		Non Res

		February-00		Retail - Multistory Large - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Single-Story Large - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Small - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		RtS		Retail - Small		Small_Office		Approximation		Non Res

		February-00		Storage - Conditioned - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		SCn		Storage - Conditioned		Large_Office		Approximation		Non Res

		February-00		Storage - Unconditioned - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		Sun		Storage - Unconditioned		Large_Office		Approximation		Non Res

		February-00		Transportation - Communication - Utilities - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		TCU		Transportation - Communication - Utilities		Large_Office		Approximation		Non Res

		February-00		Warehouse - Refrigerated - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		WRf		Warehouse - Refrigerated		Large_Office		Approximation		Non Res

		February-00		Residential Mobile Home - Double-Wide - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		DMO		Residential Mobile Home - Double-Wide		Small_Office		Approximation		Non Res

		February-00		Residential Multi-family - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		MFM		Residential Multi-family		Small_Office		Approximation		Non Res

		February-00		Residential Single Family - Hi_Eff_AC_Mtr-NC		Hi_Eff_AC_Mtr-NC		SFM		Residential Single Family		Small_Office		Approximation		Non Res

		February-00		Agricultural - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		Agr		Agricultural		Large_Office		Approximation		Non Res

		February-00		Assembly - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		Asm		Assembly		Assembly		Direct Match		Non Res

		February-00		Health/Medical - Clinic - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		Cli		Health/Medical - Clinic		Small_Office		Approximation		Non Res

		February-00		Education - Community College - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		ECC		Education - Community College		College_University		Direct Match		Non Res

		February-00		Education - Primary School - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		Epr		Education - Primary School		School		Direct Match		Non Res

		February-00		Education - Relocatable Classroom - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		ERC		Education - Relocatable Classroom		School		Direct Match		Non Res

		February-00		Education - Secondary School - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		Ese		Education - Secondary School		School		Direct Match		Non Res

		February-00		Education - University - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		Eun		Education - University		College_University		Direct Match		Non Res

		February-00		Food Store - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		FSt		Food Store		Grocery_Store		Approximation		Non Res

		February-00		Grocery - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		Gro		Grocery		Grocery_Store		Direct Match		Non Res

		February-00		Lodging - Guest Rooms - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		GsR		Lodging - Guest Rooms		Small_Office		Approximation		Non Res

		February-00		Health/Medical - Hospital - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		February-00		Lodging - Hotel - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		Htl		Lodging - Hotel		Small_Office		Approximation		Non Res

		February-00		Industrial - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		Ind		Industrial		Large_Office		Approximation		Non Res

		February-00		Manufacturing - Bio/Tech - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		MBT		Manufacturing - Bio/Tech		Large_Office		Approximation		Non Res

		February-00		Misc - Commercial - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		MiC		Misc - Commercial		Small_Office		Approximation		Non Res

		February-00		Manufacturing - Light Industrial - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		MLI		Manufacturing - Light Industrial		Large_Office		Approximation		Non Res

		February-00		Lodging - Motel - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		Mtl		Lodging - Motel		Small_Office		Approximation		Non Res

		February-00		Health/Medical - Nursing Home - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		Nrs		Health/Medical - Nursing Home		Small_Office		Approximation		Non Res

		February-00		Office - Large - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		OfL		Office - Large		Large_Office		Direct Match		Non Res

		February-00		Office - Small - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		OfS		Office - Small		Small_Office		Direct Match		Non Res

		February-00		Restaurant - Fast-Food - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		RFF		Restaurant - Fast-Food		Fast_Food_Restaurant		Direct Match		Non Res

		February-00		Restaurant - Sit-Down - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		RSD		Restaurant - Sit-Down		Sit_Down_Restaurant		Direct Match		Non Res

		February-00		Retail - Multistory Large - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		Rt3		Retail - Multistory Large		Large_Office		Approximation		Non Res

		February-00		Retail - Single-Story Large - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		RtL		Retail - Single-Story Large		Large_Office		Approximation		Non Res

		February-00		Retail - Small - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		RtS		Retail - Small		Small_Office		Approximation		Non Res

		February-00		Storage - Conditioned - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		SCn		Storage - Conditioned		Large_Office		Approximation		Non Res

		February-00		Storage - Unconditioned - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		Sun		Storage - Unconditioned		Large_Office		Approximation		Non Res

		February-00		Transportation - Communication - Utilities - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		TCU		Transportation - Communication - Utilities		Large_Office		Approximation		Non Res

		February-00		Warehouse - Refrigerated - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		WRf		Warehouse - Refrigerated		Large_Office		Approximation		Non Res

		February-00		Residential Mobile Home - Double-Wide - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		DMO		Residential Mobile Home - Double-Wide		Small_Office		Approximation		Non Res

		February-00		Residential Multi-family - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		MFM		Residential Multi-family		Small_Office		Approximation		Non Res

		February-00		Residential Single Family - Hi_Perf_Glass-NC		Hi_Perf_Glass-NC		SFM		Residential Single Family		Small_Office		Approximation		Non Res

		February-00		Agricultural - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		Agr		Agricultural		Residential		Approximation		Res

		February-00		Assembly - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		Asm		Assembly		Residential		Approximation		Res

		February-00		Health/Medical - Clinic - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		Cli		Health/Medical - Clinic		Residential		Approximation		Res

		February-00		Education - Community College - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		ECC		Education - Community College		Residential		Approximation		Res

		February-00		Education - Primary School - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		Epr		Education - Primary School		Residential		Approximation		Res

		February-00		Education - Relocatable Classroom - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		ERC		Education - Relocatable Classroom		Residential		Approximation		Res

		February-00		Education - Secondary School - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		Ese		Education - Secondary School		Residential		Approximation		Res

		February-00		Education - University - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		Eun		Education - University		Residential		Approximation		Res

		February-00		Food Store - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		FSt		Food Store		Residential		Approximation		Res

		February-00		Grocery - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		Gro		Grocery		Residential		Approximation		Res

		February-00		Lodging - Guest Rooms - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		GsR		Lodging - Guest Rooms		Residential		Approximation		Res

		February-00		Health/Medical - Hospital - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		Hsp		Health/Medical - Hospital		Residential		Approximation		Res

		February-00		Lodging - Hotel - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		Htl		Lodging - Hotel		Residential		Approximation		Res

		February-00		Industrial - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		Ind		Industrial		Residential		Approximation		Res

		February-00		Manufacturing - Bio/Tech - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		MBT		Manufacturing - Bio/Tech		Residential		Approximation		Res

		February-00		Misc - Commercial - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		MiC		Misc - Commercial		Residential		Approximation		Res

		February-00		Manufacturing - Light Industrial - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		MLI		Manufacturing - Light Industrial		Residential		Approximation		Res

		February-00		Lodging - Motel - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		Mtl		Lodging - Motel		Residential		Approximation		Res

		February-00		Health/Medical - Nursing Home - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		Nrs		Health/Medical - Nursing Home		Residential		Approximation		Res

		February-00		Office - Large - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		OfL		Office - Large		Residential		Approximation		Res

		February-00		Office - Small - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		OfS		Office - Small		Residential		Approximation		Res

		February-00		Restaurant - Fast-Food - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		RFF		Restaurant - Fast-Food		Residential		Approximation		Res

		February-00		Restaurant - Sit-Down - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		RSD		Restaurant - Sit-Down		Residential		Approximation		Res

		February-00		Retail - Multistory Large - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		Rt3		Retail - Multistory Large		Residential		Approximation		Res

		February-00		Retail - Single-Story Large - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		RtL		Retail - Single-Story Large		Residential		Approximation		Res

		February-00		Retail - Small - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		RtS		Retail - Small		Residential		Approximation		Res

		February-00		Storage - Conditioned - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		SCn		Storage - Conditioned		Residential		Approximation		Res

		February-00		Storage - Unconditioned - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		Sun		Storage - Unconditioned		Residential		Approximation		Res

		February-00		Transportation - Communication - Utilities - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		TCU		Transportation - Communication - Utilities		Residential		Approximation		Res

		February-00		Warehouse - Refrigerated - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		WRf		Warehouse - Refrigerated		Residential		Approximation		Res

		February-00		Residential Mobile Home - Double-Wide - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		DMO		Residential Mobile Home - Double-Wide		Residential		Direct Match		Res

		February-00		Residential Multi-family - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		MFM		Residential Multi-family		Residential		Direct Match		Res

		February-00		Residential Single Family - HorizAxisClothesWasher-RC		HorizAxisClothesWasher-RC		SFM		Residential Single Family		Residential		Direct Match		Res

		February-00		N/A - IndoorLt		IndoorLt		December-99		N/A		Non-Refrig._Warehouse		Direct Match		Non Res

		February-00		Agricultural - IndoorLt		IndoorLt		Agr		Agricultural		Agricultural		Direct Match		Non Res

		February-00		Assembly - IndoorLt		IndoorLt		Asm		Assembly		Misc._Commercial		Approximation		Non Res

		February-00		Health/Medical - Clinic - IndoorLt		IndoorLt		Cli		Health/Medical - Clinic		Medical_Clinic		Direct Match		Non Res

		February-00		Education - Community College - IndoorLt		IndoorLt		ECC		Education - Community College		College_University		Direct Match		Non Res

		February-00		Education - Primary School - IndoorLt		IndoorLt		Epr		Education - Primary School		K_thru_12_School		Direct Match		Non Res

		February-00		Education - Relocatable Classroom - IndoorLt		IndoorLt		ERC		Education - Relocatable Classroom		K_thru_12_School		Approximation		Non Res

		February-00		Education - Secondary School - IndoorLt		IndoorLt		Ese		Education - Secondary School		K_thru_12_School		Direct Match		Non Res

		February-00		Education - University - IndoorLt		IndoorLt		Eun		Education - University		College_University		Direct Match		Non Res

		February-00		Food Store - IndoorLt		IndoorLt		FSt		Food Store		Food_Store		Direct Match		Non Res

		February-00		Grocery - IndoorLt		IndoorLt		Gro		Grocery		Food_Store		Approximation		Non Res

		February-00		Lodging - Guest Rooms - IndoorLt		IndoorLt		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		February-00		Health/Medical - Hospital - IndoorLt		IndoorLt		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		February-00		Lodging - Hotel - IndoorLt		IndoorLt		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		February-00		Industrial - IndoorLt		IndoorLt		Ind		Industrial		Industrial		Direct Match		Non Res

		February-00		Manufacturing - Bio/Tech - IndoorLt		IndoorLt		MBT		Manufacturing - Bio/Tech		Industrial		Approximation		Non Res

		February-00		Misc - Commercial - IndoorLt		IndoorLt		MiC		Misc - Commercial		Misc._Commercial		Direct Match		Non Res

		February-00		Manufacturing - Light Industrial - IndoorLt		IndoorLt		MLI		Manufacturing - Light Industrial		Industrial		Approximation		Non Res

		February-00		Lodging - Motel - IndoorLt		IndoorLt		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		February-00		Health/Medical - Nursing Home - IndoorLt		IndoorLt		Nrs		Health/Medical - Nursing Home		Medical_Clinic		Approximation		Non Res

		February-00		Office - Large - IndoorLt		IndoorLt		OfL		Office - Large		Large_Office		Direct Match		Non Res

		February-00		Office - Small - IndoorLt		IndoorLt		OfS		Office - Small		Small_Office		Direct Match		Non Res

		February-00		Restaurant - Fast-Food - IndoorLt		IndoorLt		RFF		Restaurant - Fast-Food		Restaurant		Direct Match		Non Res

		February-00		Restaurant - Sit-Down - IndoorLt		IndoorLt		RSD		Restaurant - Sit-Down		Restaurant		Direct Match		Non Res

		February-00		Retail - Multistory Large - IndoorLt		IndoorLt		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Single-Story Large - IndoorLt		IndoorLt		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Small - IndoorLt		IndoorLt		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		February-00		Storage - Conditioned - IndoorLt		IndoorLt		SCn		Storage - Conditioned		Refrigerated_Warehouse		Approximation		Non Res

		February-00		Storage - Unconditioned - IndoorLt		IndoorLt		Sun		Storage - Unconditioned		Non-Refrig._Warehouse		Approximation		Non Res

		February-00		Transportation - Communication - Utilities - IndoorLt		IndoorLt		TCU		Transportation - Communication - Utilities		Trans_Comm_Util		Direct Match		Non Res

		February-00		Warehouse - Refrigerated - IndoorLt		IndoorLt		WRf		Warehouse - Refrigerated		Refrigerated_Warehouse		Direct Match		Non Res

		February-00		Residential Mobile Home - Double-Wide - IndoorLt		IndoorLt		DMO		Residential Mobile Home - Double-Wide		Misc._Commercial		Approximation		Non Res

		February-00		Residential Multi-family - IndoorLt		IndoorLt		MFM		Residential Multi-family		Misc._Commercial		Approximation		Non Res

		February-00		Residential Single Family - IndoorLt		IndoorLt		SFM		Residential Single Family		Misc._Commercial		Approximation		Non Res

		February-00		Agricultural - Industrial		Industrial		Agr		Agricultural		Industrial		Approximation		Non Res

		February-00		Assembly - Industrial		Industrial		Asm		Assembly		Industrial		Approximation		Non Res

		February-00		Health/Medical - Clinic - Industrial		Industrial		Cli		Health/Medical - Clinic		Industrial		Approximation		Non Res

		February-00		Education - Community College - Industrial		Industrial		ECC		Education - Community College		Industrial		Approximation		Non Res

		February-00		Education - Primary School - Industrial		Industrial		Epr		Education - Primary School		Industrial		Approximation		Non Res

		February-00		Education - Relocatable Classroom - Industrial		Industrial		ERC		Education - Relocatable Classroom		Industrial		Approximation		Non Res

		February-00		Education - Secondary School - Industrial		Industrial		Ese		Education - Secondary School		Industrial		Approximation		Non Res

		February-00		Education - University - Industrial		Industrial		Eun		Education - University		Industrial		Approximation		Non Res

		February-00		Food Store - Industrial		Industrial		FSt		Food Store		Industrial		Approximation		Non Res

		February-00		Grocery - Industrial		Industrial		Gro		Grocery		Industrial		Approximation		Non Res

		February-00		Lodging - Guest Rooms - Industrial		Industrial		GsR		Lodging - Guest Rooms		Industrial		Approximation		Non Res

		February-00		Health/Medical - Hospital - Industrial		Industrial		Hsp		Health/Medical - Hospital		Industrial		Approximation		Non Res

		February-00		Lodging - Hotel - Industrial		Industrial		Htl		Lodging - Hotel		Industrial		Approximation		Non Res

		February-00		Industrial - Industrial		Industrial		Ind		Industrial		Industrial		Direct Match		Non Res

		February-00		Manufacturing - Bio/Tech - Industrial		Industrial		MBT		Manufacturing - Bio/Tech		Industrial		Approximation		Non Res

		February-00		Misc - Commercial - Industrial		Industrial		MiC		Misc - Commercial		Industrial		Approximation		Non Res

		February-00		Manufacturing - Light Industrial - Industrial		Industrial		MLI		Manufacturing - Light Industrial		Industrial		Approximation		Non Res

		February-00		Lodging - Motel - Industrial		Industrial		Mtl		Lodging - Motel		Industrial		Approximation		Non Res

		February-00		Health/Medical - Nursing Home - Industrial		Industrial		Nrs		Health/Medical - Nursing Home		Industrial		Approximation		Non Res

		February-00		Office - Large - Industrial		Industrial		OfL		Office - Large		Industrial		Approximation		Non Res

		February-00		Office - Small - Industrial		Industrial		OfS		Office - Small		Industrial		Approximation		Non Res

		February-00		Restaurant - Fast-Food - Industrial		Industrial		RFF		Restaurant - Fast-Food		Industrial		Approximation		Non Res

		February-00		Restaurant - Sit-Down - Industrial		Industrial		RSD		Restaurant - Sit-Down		Industrial		Approximation		Non Res

		February-00		Retail - Multistory Large - Industrial		Industrial		Rt3		Retail - Multistory Large		Industrial		Approximation		Non Res

		February-00		Retail - Single-Story Large - Industrial		Industrial		RtL		Retail - Single-Story Large		Industrial		Approximation		Non Res

		February-00		Retail - Small - Industrial		Industrial		RtS		Retail - Small		Industrial		Approximation		Non Res

		February-00		Storage - Conditioned - Industrial		Industrial		SCn		Storage - Conditioned		Industrial		Approximation		Non Res

		February-00		Storage - Unconditioned - Industrial		Industrial		Sun		Storage - Unconditioned		Industrial		Approximation		Non Res

		February-00		Transportation - Communication - Utilities - Industrial		Industrial		TCU		Transportation - Communication - Utilities		Industrial		Approximation		Non Res

		February-00		Warehouse - Refrigerated - Industrial		Industrial		WRf		Warehouse - Refrigerated		Industrial		Approximation		Non Res

		February-00		Residential Mobile Home - Double-Wide - Industrial		Industrial		DMO		Residential Mobile Home - Double-Wide		Industrial		Approximation		Non Res

		February-00		Residential Multi-family - Industrial		Industrial		MFM		Residential Multi-family		Industrial		Approximation		Non Res

		February-00		Residential Single Family - Industrial		Industrial		SFM		Residential Single Family		Industrial		Approximation		Non Res

		February-00		Agricultural - Lighting-NC		Lighting-NC		Agr		Agricultural		Large_Office		Approximation		Non Res

		February-00		Assembly - Lighting-NC		Lighting-NC		Asm		Assembly		Assembly		Direct Match		Non Res

		February-00		Health/Medical - Clinic - Lighting-NC		Lighting-NC		Cli		Health/Medical - Clinic		Small_Office		Approximation		Non Res

		February-00		Education - Community College - Lighting-NC		Lighting-NC		ECC		Education - Community College		College_University		Direct Match		Non Res

		February-00		Education - Primary School - Lighting-NC		Lighting-NC		Epr		Education - Primary School		School		Direct Match		Non Res

		February-00		Education - Relocatable Classroom - Lighting-NC		Lighting-NC		ERC		Education - Relocatable Classroom		School		Direct Match		Non Res

		February-00		Education - Secondary School - Lighting-NC		Lighting-NC		Ese		Education - Secondary School		School		Direct Match		Non Res

		February-00		Education - University - Lighting-NC		Lighting-NC		Eun		Education - University		College_University		Direct Match		Non Res

		February-00		Food Store - Lighting-NC		Lighting-NC		FSt		Food Store		Grocery_Store		Approximation		Non Res

		February-00		Grocery - Lighting-NC		Lighting-NC		Gro		Grocery		Grocery_Store		Direct Match		Non Res

		February-00		Lodging - Guest Rooms - Lighting-NC		Lighting-NC		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		February-00		Health/Medical - Hospital - Lighting-NC		Lighting-NC		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		February-00		Lodging - Hotel - Lighting-NC		Lighting-NC		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		February-00		Industrial - Lighting-NC		Lighting-NC		Ind		Industrial		Large_Office		Approximation		Non Res

		February-00		Manufacturing - Bio/Tech - Lighting-NC		Lighting-NC		MBT		Manufacturing - Bio/Tech		Large_Office		Approximation		Non Res

		February-00		Misc - Commercial - Lighting-NC		Lighting-NC		MiC		Misc - Commercial		Small_Office		Approximation		Non Res

		February-00		Manufacturing - Light Industrial - Lighting-NC		Lighting-NC		MLI		Manufacturing - Light Industrial		Large_Office		Approximation		Non Res

		February-00		Lodging - Motel - Lighting-NC		Lighting-NC		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		February-00		Health/Medical - Nursing Home - Lighting-NC		Lighting-NC		Nrs		Health/Medical - Nursing Home		Small_Office		Approximation		Non Res

		February-00		Office - Large - Lighting-NC		Lighting-NC		OfL		Office - Large		Large_Office		Direct Match		Non Res

		February-00		Office - Small - Lighting-NC		Lighting-NC		OfS		Office - Small		Small_Office		Direct Match		Non Res

		February-00		Restaurant - Fast-Food - Lighting-NC		Lighting-NC		RFF		Restaurant - Fast-Food		Fast_Food_Restaurant		Direct Match		Non Res

		February-00		Restaurant - Sit-Down - Lighting-NC		Lighting-NC		RSD		Restaurant - Sit-Down		Sit_Down_Restaurant		Direct Match		Non Res

		February-00		Retail - Multistory Large - Lighting-NC		Lighting-NC		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Single-Story Large - Lighting-NC		Lighting-NC		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Small - Lighting-NC		Lighting-NC		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		February-00		Storage - Conditioned - Lighting-NC		Lighting-NC		SCn		Storage - Conditioned		Storage_Building		Direct Match		Non Res

		February-00		Storage - Unconditioned - Lighting-NC		Lighting-NC		Sun		Storage - Unconditioned		Storage_Building		Direct Match		Non Res

		February-00		Transportation - Communication - Utilities - Lighting-NC		Lighting-NC		TCU		Transportation - Communication - Utilities		Large_Office		Approximation		Non Res

		February-00		Warehouse - Refrigerated - Lighting-NC		Lighting-NC		WRf		Warehouse - Refrigerated		Storage_Building		Approximation		Non Res

		February-00		Residential Mobile Home - Double-Wide - Lighting-NC		Lighting-NC		DMO		Residential Mobile Home - Double-Wide		Small_Office		Approximation		Non Res

		February-00		Residential Multi-family - Lighting-NC		Lighting-NC		MFM		Residential Multi-family		Small_Office		Approximation		Non Res

		February-00		Residential Single Family - Lighting-NC		Lighting-NC		SFM		Residential Single Family		Small_Office		Approximation		Non Res

		February-00		Agricultural - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		Agr		Agricultural		Large_Office		Approximation		Non Res

		February-00		Assembly - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		Asm		Assembly		Assembly		Direct Match		Non Res

		February-00		Health/Medical - Clinic - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		Cli		Health/Medical - Clinic		Small_Office		Approximation		Non Res

		February-00		Education - Community College - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		ECC		Education - Community College		College_University		Direct Match		Non Res

		February-00		Education - Primary School - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		Epr		Education - Primary School		School		Direct Match		Non Res

		February-00		Education - Relocatable Classroom - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		ERC		Education - Relocatable Classroom		School		Direct Match		Non Res

		February-00		Education - Secondary School - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		Ese		Education - Secondary School		School		Direct Match		Non Res

		February-00		Education - University - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		Eun		Education - University		College_University		Direct Match		Non Res

		February-00		Food Store - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		FSt		Food Store		Grocery_Store		Approximation		Non Res

		February-00		Grocery - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		Gro		Grocery		Grocery_Store		Direct Match		Non Res

		February-00		Lodging - Guest Rooms - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		GsR		Lodging - Guest Rooms		Small_Office		Approximation		Non Res

		February-00		Health/Medical - Hospital - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		February-00		Lodging - Hotel - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		Htl		Lodging - Hotel		Small_Office		Approximation		Non Res

		February-00		Industrial - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		Ind		Industrial		Large_Office		Approximation		Non Res

		February-00		Manufacturing - Bio/Tech - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		MBT		Manufacturing - Bio/Tech		Large_Office		Approximation		Non Res

		February-00		Misc - Commercial - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		MiC		Misc - Commercial		Small_Office		Approximation		Non Res

		February-00		Manufacturing - Light Industrial - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		MLI		Manufacturing - Light Industrial		Large_Office		Approximation		Non Res

		February-00		Lodging - Motel - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		Mtl		Lodging - Motel		Small_Office		Approximation		Non Res

		February-00		Health/Medical - Nursing Home - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		Nrs		Health/Medical - Nursing Home		Small_Office		Approximation		Non Res

		February-00		Office - Large - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		OfL		Office - Large		Large_Office		Direct Match		Non Res

		February-00		Office - Small - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		OfS		Office - Small		Small_Office		Direct Match		Non Res

		February-00		Restaurant - Fast-Food - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		RFF		Restaurant - Fast-Food		Fast_Food_Restaurant		Direct Match		Non Res

		February-00		Restaurant - Sit-Down - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		RSD		Restaurant - Sit-Down		Sit_Down_Restaurant		Direct Match		Non Res

		February-00		Retail - Multistory Large - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		Rt3		Retail - Multistory Large		Large_Office		Approximation		Non Res

		February-00		Retail - Single-Story Large - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		RtL		Retail - Single-Story Large		Large_Office		Approximation		Non Res

		February-00		Retail - Small - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		RtS		Retail - Small		Small_Office		Approximation		Non Res

		February-00		Storage - Conditioned - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		SCn		Storage - Conditioned		Large_Office		Approximation		Non Res

		February-00		Storage - Unconditioned - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		Sun		Storage - Unconditioned		Large_Office		Approximation		Non Res

		February-00		Transportation - Communication - Utilities - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		TCU		Transportation - Communication - Utilities		Large_Office		Approximation		Non Res

		February-00		Warehouse - Refrigerated - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		WRf		Warehouse - Refrigerated		Large_Office		Approximation		Non Res

		February-00		Residential Mobile Home - Double-Wide - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		DMO		Residential Mobile Home - Double-Wide		Small_Office		Approximation		Non Res

		February-00		Residential Multi-family - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		MFM		Residential Multi-family		Small_Office		Approximation		Non Res

		February-00		Residential Single Family - Lo_Gain_Wndw-NC		Lo_Gain_Wndw-NC		SFM		Residential Single Family		Small_Office		Approximation		Non Res

		February-00		Agricultural - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		Agr		Agricultural		Food_Store		Approximation		Non Res

		February-00		Assembly - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		Asm		Assembly		Food_Store		Approximation		Non Res

		February-00		Health/Medical - Clinic - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		Cli		Health/Medical - Clinic		Food_Store		Approximation		Non Res

		February-00		Education - Community College - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		ECC		Education - Community College		Food_Store		Approximation		Non Res

		February-00		Education - Primary School - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		Epr		Education - Primary School		Food_Store		Approximation		Non Res

		February-00		Education - Relocatable Classroom - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		ERC		Education - Relocatable Classroom		Food_Store		Approximation		Non Res

		February-00		Education - Secondary School - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		Ese		Education - Secondary School		Food_Store		Approximation		Non Res

		February-00		Education - University - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		Eun		Education - University		Food_Store		Approximation		Non Res

		February-00		Food Store - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		FSt		Food Store		Food_Store		Direct Match		Non Res

		February-00		Grocery - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		Gro		Grocery		Food_Store		Approximation		Non Res

		February-00		Lodging - Guest Rooms - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		GsR		Lodging - Guest Rooms		Food_Store		Approximation		Non Res

		February-00		Health/Medical - Hospital - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		Hsp		Health/Medical - Hospital		Food_Store		Approximation		Non Res

		February-00		Lodging - Hotel - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		Htl		Lodging - Hotel		Food_Store		Approximation		Non Res

		February-00		Industrial - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		Ind		Industrial		Food_Store		Approximation		Non Res

		February-00		Manufacturing - Bio/Tech - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		MBT		Manufacturing - Bio/Tech		Food_Store		Approximation		Non Res

		February-00		Misc - Commercial - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		MiC		Misc - Commercial		Food_Store		Approximation		Non Res

		February-00		Manufacturing - Light Industrial - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		MLI		Manufacturing - Light Industrial		Food_Store		Approximation		Non Res

		February-00		Lodging - Motel - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		Mtl		Lodging - Motel		Food_Store		Approximation		Non Res

		February-00		Health/Medical - Nursing Home - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		Nrs		Health/Medical - Nursing Home		Food_Store		Approximation		Non Res

		February-00		Office - Large - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		OfL		Office - Large		Food_Store		Approximation		Non Res

		February-00		Office - Small - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		OfS		Office - Small		Food_Store		Approximation		Non Res

		February-00		Restaurant - Fast-Food - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		RFF		Restaurant - Fast-Food		Food_Store		Approximation		Non Res

		February-00		Restaurant - Sit-Down - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		RSD		Restaurant - Sit-Down		Food_Store		Approximation		Non Res

		February-00		Retail - Multistory Large - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		Rt3		Retail - Multistory Large		Food_Store		Approximation		Non Res

		February-00		Retail - Single-Story Large - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		RtL		Retail - Single-Story Large		Food_Store		Approximation		Non Res

		February-00		Retail - Small - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		RtS		Retail - Small		Food_Store		Approximation		Non Res

		February-00		Storage - Conditioned - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		SCn		Storage - Conditioned		Food_Store		Approximation		Non Res

		February-00		Storage - Unconditioned - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		Sun		Storage - Unconditioned		Food_Store		Approximation		Non Res

		February-00		Transportation - Communication - Utilities - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		TCU		Transportation - Communication - Utilities		Food_Store		Approximation		Non Res

		February-00		Warehouse - Refrigerated - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		WRf		Warehouse - Refrigerated		Food_Store		Approximation		Non Res

		February-00		Residential Mobile Home - Double-Wide - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		DMO		Residential Mobile Home - Double-Wide		Food_Store		Approximation		Non Res

		February-00		Residential Multi-family - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		MFM		Residential Multi-family		Food_Store		Approximation		Non Res

		February-00		Residential Single Family - Lower_Cond_temp-Ret		Lower_Cond_temp-Ret		SFM		Residential Single Family		Food_Store		Approximation		Non Res

		February-00		N/A - New_AC-Ret		New_AC-Ret		December-99		N/A		Non-Refrig._Warehouse		Direct Match		Non Res

		February-00		Agricultural - New_AC-Ret		New_AC-Ret		Agr		Agricultural		Agricultural		Direct Match		Non Res

		February-00		Assembly - New_AC-Ret		New_AC-Ret		Asm		Assembly		Misc._Commercial		Approximation		Non Res

		February-00		Health/Medical - Clinic - New_AC-Ret		New_AC-Ret		Cli		Health/Medical - Clinic		Medical_Clinic		Direct Match		Non Res

		February-00		Education - Community College - New_AC-Ret		New_AC-Ret		ECC		Education - Community College		College_University		Direct Match		Non Res

		February-00		Education - Primary School - New_AC-Ret		New_AC-Ret		Epr		Education - Primary School		K_thru_12_School		Direct Match		Non Res

		February-00		Education - Relocatable Classroom - New_AC-Ret		New_AC-Ret		ERC		Education - Relocatable Classroom		K_thru_12_School		Approximation		Non Res

		February-00		Education - Secondary School - New_AC-Ret		New_AC-Ret		Ese		Education - Secondary School		K_thru_12_School		Direct Match		Non Res

		February-00		Education - University - New_AC-Ret		New_AC-Ret		Eun		Education - University		College_University		Direct Match		Non Res

		February-00		Food Store - New_AC-Ret		New_AC-Ret		FSt		Food Store		Food_Store		Direct Match		Non Res

		February-00		Grocery - New_AC-Ret		New_AC-Ret		Gro		Grocery		Food_Store		Approximation		Non Res

		February-00		Lodging - Guest Rooms - New_AC-Ret		New_AC-Ret		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		February-00		Health/Medical - Hospital - New_AC-Ret		New_AC-Ret		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		February-00		Lodging - Hotel - New_AC-Ret		New_AC-Ret		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		February-00		Industrial - New_AC-Ret		New_AC-Ret		Ind		Industrial		Industrial		Direct Match		Non Res

		February-00		Manufacturing - Bio/Tech - New_AC-Ret		New_AC-Ret		MBT		Manufacturing - Bio/Tech		Industrial		Approximation		Non Res

		February-00		Misc - Commercial - New_AC-Ret		New_AC-Ret		MiC		Misc - Commercial		Misc._Commercial		Direct Match		Non Res

		February-00		Manufacturing - Light Industrial - New_AC-Ret		New_AC-Ret		MLI		Manufacturing - Light Industrial		Industrial		Approximation		Non Res

		February-00		Lodging - Motel - New_AC-Ret		New_AC-Ret		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		February-00		Health/Medical - Nursing Home - New_AC-Ret		New_AC-Ret		Nrs		Health/Medical - Nursing Home		Medical_Clinic		Approximation		Non Res

		February-00		Office - Large - New_AC-Ret		New_AC-Ret		OfL		Office - Large		Large_Office		Direct Match		Non Res

		February-00		Office - Small - New_AC-Ret		New_AC-Ret		OfS		Office - Small		Small_Office		Direct Match		Non Res

		February-00		Restaurant - Fast-Food - New_AC-Ret		New_AC-Ret		RFF		Restaurant - Fast-Food		Restaurant		Direct Match		Non Res

		February-00		Restaurant - Sit-Down - New_AC-Ret		New_AC-Ret		RSD		Restaurant - Sit-Down		Restaurant		Direct Match		Non Res

		February-00		Retail - Multistory Large - New_AC-Ret		New_AC-Ret		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Single-Story Large - New_AC-Ret		New_AC-Ret		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Small - New_AC-Ret		New_AC-Ret		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		February-00		Storage - Conditioned - New_AC-Ret		New_AC-Ret		SCn		Storage - Conditioned		Refrigerated_Warehouse		Approximation		Non Res

		February-00		Storage - Unconditioned - New_AC-Ret		New_AC-Ret		Sun		Storage - Unconditioned		Non-Refrig._Warehouse		Approximation		Non Res

		February-00		Transportation - Communication - Utilities - New_AC-Ret		New_AC-Ret		TCU		Transportation - Communication - Utilities		Trans_Comm_Util		Direct Match		Non Res

		February-00		Warehouse - Refrigerated - New_AC-Ret		New_AC-Ret		WRf		Warehouse - Refrigerated		Refrigerated_Warehouse		Direct Match		Non Res

		February-00		Residential Mobile Home - Double-Wide - New_AC-Ret		New_AC-Ret		DMO		Residential Mobile Home - Double-Wide		Misc._Commercial		Approximation		Non Res

		February-00		Residential Multi-family - New_AC-Ret		New_AC-Ret		MFM		Residential Multi-family		Misc._Commercial		Approximation		Non Res

		February-00		Residential Single Family - New_AC-Ret		New_AC-Ret		SFM		Residential Single Family		Misc._Commercial		Approximation		Non Res

		February-00		N/A - New_HtPmp-Ret		New_HtPmp-Ret		December-99		N/A		Non-Refrig._Warehouse		Direct Match		Non Res

		February-00		Agricultural - New_HtPmp-Ret		New_HtPmp-Ret		Agr		Agricultural		Agricultural		Direct Match		Non Res

		February-00		Assembly - New_HtPmp-Ret		New_HtPmp-Ret		Asm		Assembly		Misc._Commercial		Approximation		Non Res

		February-00		Health/Medical - Clinic - New_HtPmp-Ret		New_HtPmp-Ret		Cli		Health/Medical - Clinic		Medical_Clinic		Direct Match		Non Res

		February-00		Education - Community College - New_HtPmp-Ret		New_HtPmp-Ret		ECC		Education - Community College		College_University		Direct Match		Non Res

		February-00		Education - Primary School - New_HtPmp-Ret		New_HtPmp-Ret		Epr		Education - Primary School		K_thru_12_School		Direct Match		Non Res

		February-00		Education - Relocatable Classroom - New_HtPmp-Ret		New_HtPmp-Ret		ERC		Education - Relocatable Classroom		K_thru_12_School		Approximation		Non Res

		February-00		Education - Secondary School - New_HtPmp-Ret		New_HtPmp-Ret		Ese		Education - Secondary School		K_thru_12_School		Direct Match		Non Res

		February-00		Education - University - New_HtPmp-Ret		New_HtPmp-Ret		Eun		Education - University		College_University		Direct Match		Non Res

		February-00		Food Store - New_HtPmp-Ret		New_HtPmp-Ret		FSt		Food Store		Food_Store		Direct Match		Non Res

		February-00		Grocery - New_HtPmp-Ret		New_HtPmp-Ret		Gro		Grocery		Food_Store		Approximation		Non Res

		February-00		Lodging - Guest Rooms - New_HtPmp-Ret		New_HtPmp-Ret		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		February-00		Health/Medical - Hospital - New_HtPmp-Ret		New_HtPmp-Ret		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		February-00		Lodging - Hotel - New_HtPmp-Ret		New_HtPmp-Ret		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		February-00		Industrial - New_HtPmp-Ret		New_HtPmp-Ret		Ind		Industrial		Industrial		Direct Match		Non Res

		February-00		Manufacturing - Bio/Tech - New_HtPmp-Ret		New_HtPmp-Ret		MBT		Manufacturing - Bio/Tech		Industrial		Approximation		Non Res

		February-00		Misc - Commercial - New_HtPmp-Ret		New_HtPmp-Ret		MiC		Misc - Commercial		Misc._Commercial		Direct Match		Non Res

		February-00		Manufacturing - Light Industrial - New_HtPmp-Ret		New_HtPmp-Ret		MLI		Manufacturing - Light Industrial		Industrial		Approximation		Non Res

		February-00		Lodging - Motel - New_HtPmp-Ret		New_HtPmp-Ret		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		February-00		Health/Medical - Nursing Home - New_HtPmp-Ret		New_HtPmp-Ret		Nrs		Health/Medical - Nursing Home		Medical_Clinic		Approximation		Non Res

		February-00		Office - Large - New_HtPmp-Ret		New_HtPmp-Ret		OfL		Office - Large		Large_Office		Direct Match		Non Res

		February-00		Office - Small - New_HtPmp-Ret		New_HtPmp-Ret		OfS		Office - Small		Small_Office		Direct Match		Non Res

		February-00		Restaurant - Fast-Food - New_HtPmp-Ret		New_HtPmp-Ret		RFF		Restaurant - Fast-Food		Restaurant		Direct Match		Non Res

		February-00		Restaurant - Sit-Down - New_HtPmp-Ret		New_HtPmp-Ret		RSD		Restaurant - Sit-Down		Restaurant		Direct Match		Non Res

		February-00		Retail - Multistory Large - New_HtPmp-Ret		New_HtPmp-Ret		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Single-Story Large - New_HtPmp-Ret		New_HtPmp-Ret		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Small - New_HtPmp-Ret		New_HtPmp-Ret		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		February-00		Storage - Conditioned - New_HtPmp-Ret		New_HtPmp-Ret		SCn		Storage - Conditioned		Refrigerated_Warehouse		Approximation		Non Res

		February-00		Storage - Unconditioned - New_HtPmp-Ret		New_HtPmp-Ret		Sun		Storage - Unconditioned		Non-Refrig._Warehouse		Approximation		Non Res

		February-00		Transportation - Communication - Utilities - New_HtPmp-Ret		New_HtPmp-Ret		TCU		Transportation - Communication - Utilities		Trans_Comm_Util		Direct Match		Non Res

		February-00		Warehouse - Refrigerated - New_HtPmp-Ret		New_HtPmp-Ret		WRf		Warehouse - Refrigerated		Refrigerated_Warehouse		Direct Match		Non Res

		February-00		Residential Mobile Home - Double-Wide - New_HtPmp-Ret		New_HtPmp-Ret		DMO		Residential Mobile Home - Double-Wide		Misc._Commercial		Approximation		Non Res

		February-00		Residential Multi-family - New_HtPmp-Ret		New_HtPmp-Ret		MFM		Residential Multi-family		Misc._Commercial		Approximation		Non Res

		February-00		Residential Single Family - New_HtPmp-Ret		New_HtPmp-Ret		SFM		Residential Single Family		Misc._Commercial		Approximation		Non Res

		February-00		N/A - Occupancy Sensor		Occupancy Sensor		December-99		N/A		Non-Refrig._Warehouse		Direct Match		Non Res

		February-00		Agricultural - Occupancy Sensor		Occupancy Sensor		Agr		Agricultural		Agricultural		Direct Match		Non Res

		February-00		Assembly - Occupancy Sensor		Occupancy Sensor		Asm		Assembly		Misc._Commercial		Approximation		Non Res

		February-00		Health/Medical - Clinic - Occupancy Sensor		Occupancy Sensor		Cli		Health/Medical - Clinic		Misc._Commercial		Approximation		Non Res

		February-00		Education - Community College - Occupancy Sensor		Occupancy Sensor		ECC		Education - Community College		K_thru_12_School		Approximation		Non Res

		February-00		Education - Primary School - Occupancy Sensor		Occupancy Sensor		Epr		Education - Primary School		K_thru_12_School		Direct Match		Non Res

		February-00		Education - Relocatable Classroom - Occupancy Sensor		Occupancy Sensor		ERC		Education - Relocatable Classroom		K_thru_12_School		Approximation		Non Res

		February-00		Education - Secondary School - Occupancy Sensor		Occupancy Sensor		Ese		Education - Secondary School		K_thru_12_School		Direct Match		Non Res

		February-00		Education - University - Occupancy Sensor		Occupancy Sensor		Eun		Education - University		K_thru_12_School		Approximation		Non Res

		February-00		Food Store - Occupancy Sensor		Occupancy Sensor		FSt		Food Store		Misc._Commercial		Approximation		Non Res

		February-00		Grocery - Occupancy Sensor		Occupancy Sensor		Gro		Grocery		Misc._Commercial		Approximation		Non Res

		February-00		Lodging - Guest Rooms - Occupancy Sensor		Occupancy Sensor		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		February-00		Health/Medical - Hospital - Occupancy Sensor		Occupancy Sensor		Hsp		Health/Medical - Hospital		Misc._Commercial		Approximation		Non Res

		February-00		Lodging - Hotel - Occupancy Sensor		Occupancy Sensor		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		February-00		Industrial - Occupancy Sensor		Occupancy Sensor		Ind		Industrial		Industrial		Direct Match		Non Res

		February-00		Manufacturing - Bio/Tech - Occupancy Sensor		Occupancy Sensor		MBT		Manufacturing - Bio/Tech		Industrial		Approximation		Non Res

		February-00		Misc - Commercial - Occupancy Sensor		Occupancy Sensor		MiC		Misc - Commercial		Misc._Commercial		Direct Match		Non Res

		February-00		Manufacturing - Light Industrial - Occupancy Sensor		Occupancy Sensor		MLI		Manufacturing - Light Industrial		Industrial		Approximation		Non Res

		February-00		Lodging - Motel - Occupancy Sensor		Occupancy Sensor		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		February-00		Health/Medical - Nursing Home - Occupancy Sensor		Occupancy Sensor		Nrs		Health/Medical - Nursing Home		Misc._Commercial		Approximation		Non Res

		February-00		Office - Large - Occupancy Sensor		Occupancy Sensor		OfL		Office - Large		Large_Office		Direct Match		Non Res

		February-00		Office - Small - Occupancy Sensor		Occupancy Sensor		OfS		Office - Small		Small_Office		Direct Match		Non Res

		February-00		Restaurant - Fast-Food - Occupancy Sensor		Occupancy Sensor		RFF		Restaurant - Fast-Food		Misc._Commercial		Approximation		Non Res

		February-00		Restaurant - Sit-Down - Occupancy Sensor		Occupancy Sensor		RSD		Restaurant - Sit-Down		Misc._Commercial		Approximation		Non Res

		February-00		Retail - Multistory Large - Occupancy Sensor		Occupancy Sensor		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Single-Story Large - Occupancy Sensor		Occupancy Sensor		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Small - Occupancy Sensor		Occupancy Sensor		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		February-00		Storage - Conditioned - Occupancy Sensor		Occupancy Sensor		SCn		Storage - Conditioned		Misc._Commercial		Approximation		Non Res

		February-00		Storage - Unconditioned - Occupancy Sensor		Occupancy Sensor		Sun		Storage - Unconditioned		Misc._Commercial		Approximation		Non Res

		February-00		Transportation - Communication - Utilities - Occupancy Sensor		Occupancy Sensor		TCU		Transportation - Communication - Utilities		Trans_Comm_Util		Direct Match		Non Res

		February-00		Warehouse - Refrigerated - Occupancy Sensor		Occupancy Sensor		WRf		Warehouse - Refrigerated		Misc._Commercial		Approximation		Non Res

		February-00		Residential Mobile Home - Double-Wide - Occupancy Sensor		Occupancy Sensor		DMO		Residential Mobile Home - Double-Wide		Misc._Commercial		Approximation		Non Res

		February-00		Residential Multi-family - Occupancy Sensor		Occupancy Sensor		MFM		Residential Multi-family		Misc._Commercial		Approximation		Non Res

		February-00		Residential Single Family - Occupancy Sensor		Occupancy Sensor		SFM		Residential Single Family		Misc._Commercial		Approximation		Non Res

		February-00		Agricultural - Outdoor Lt		Outdoor Lt		Agr		Agricultural		Misc._Commercial		Approximation		Non Res

		February-00		Assembly - Outdoor Lt		Outdoor Lt		Asm		Assembly		Misc._Commercial		Approximation		Non Res

		February-00		Health/Medical - Clinic - Outdoor Lt		Outdoor Lt		Cli		Health/Medical - Clinic		Misc._Commercial		Approximation		Non Res

		February-00		Education - Community College - Outdoor Lt		Outdoor Lt		ECC		Education - Community College		Misc._Commercial		Approximation		Non Res

		February-00		Education - Primary School - Outdoor Lt		Outdoor Lt		Epr		Education - Primary School		Misc._Commercial		Approximation		Non Res

		February-00		Education - Relocatable Classroom - Outdoor Lt		Outdoor Lt		ERC		Education - Relocatable Classroom		Misc._Commercial		Approximation		Non Res

		February-00		Education - Secondary School - Outdoor Lt		Outdoor Lt		Ese		Education - Secondary School		Misc._Commercial		Approximation		Non Res

		February-00		Education - University - Outdoor Lt		Outdoor Lt		Eun		Education - University		Misc._Commercial		Approximation		Non Res

		February-00		Food Store - Outdoor Lt		Outdoor Lt		FSt		Food Store		Misc._Commercial		Approximation		Non Res

		February-00		Grocery - Outdoor Lt		Outdoor Lt		Gro		Grocery		Misc._Commercial		Approximation		Non Res

		February-00		Lodging - Guest Rooms - Outdoor Lt		Outdoor Lt		GsR		Lodging - Guest Rooms		Misc._Commercial		Approximation		Non Res

		February-00		Health/Medical - Hospital - Outdoor Lt		Outdoor Lt		Hsp		Health/Medical - Hospital		Misc._Commercial		Approximation		Non Res

		February-00		Lodging - Hotel - Outdoor Lt		Outdoor Lt		Htl		Lodging - Hotel		Misc._Commercial		Approximation		Non Res

		February-00		Industrial - Outdoor Lt		Outdoor Lt		Ind		Industrial		Misc._Commercial		Approximation		Non Res

		February-00		Manufacturing - Bio/Tech - Outdoor Lt		Outdoor Lt		MBT		Manufacturing - Bio/Tech		Misc._Commercial		Approximation		Non Res

		February-00		Misc - Commercial - Outdoor Lt		Outdoor Lt		MiC		Misc - Commercial		Misc._Commercial		Direct Match		Non Res

		February-00		Manufacturing - Light Industrial - Outdoor Lt		Outdoor Lt		MLI		Manufacturing - Light Industrial		Misc._Commercial		Approximation		Non Res

		February-00		Lodging - Motel - Outdoor Lt		Outdoor Lt		Mtl		Lodging - Motel		Misc._Commercial		Approximation		Non Res

		February-00		Health/Medical - Nursing Home - Outdoor Lt		Outdoor Lt		Nrs		Health/Medical - Nursing Home		Misc._Commercial		Approximation		Non Res

		February-00		Office - Large - Outdoor Lt		Outdoor Lt		OfL		Office - Large		Misc._Commercial		Approximation		Non Res

		February-00		Office - Small - Outdoor Lt		Outdoor Lt		OfS		Office - Small		Misc._Commercial		Approximation		Non Res

		February-00		Restaurant - Fast-Food - Outdoor Lt		Outdoor Lt		RFF		Restaurant - Fast-Food		Misc._Commercial		Approximation		Non Res

		February-00		Restaurant - Sit-Down - Outdoor Lt		Outdoor Lt		RSD		Restaurant - Sit-Down		Misc._Commercial		Approximation		Non Res

		February-00		Retail - Multistory Large - Outdoor Lt		Outdoor Lt		Rt3		Retail - Multistory Large		Misc._Commercial		Approximation		Non Res

		February-00		Retail - Single-Story Large - Outdoor Lt		Outdoor Lt		RtL		Retail - Single-Story Large		Misc._Commercial		Approximation		Non Res

		February-00		Retail - Small - Outdoor Lt		Outdoor Lt		RtS		Retail - Small		Misc._Commercial		Approximation		Non Res

		February-00		Storage - Conditioned - Outdoor Lt		Outdoor Lt		SCn		Storage - Conditioned		Misc._Commercial		Approximation		Non Res

		February-00		Storage - Unconditioned - Outdoor Lt		Outdoor Lt		Sun		Storage - Unconditioned		Misc._Commercial		Approximation		Non Res

		February-00		Transportation - Communication - Utilities - Outdoor Lt		Outdoor Lt		TCU		Transportation - Communication - Utilities		Misc._Commercial		Approximation		Non Res

		February-00		Warehouse - Refrigerated - Outdoor Lt		Outdoor Lt		WRf		Warehouse - Refrigerated		Misc._Commercial		Approximation		Non Res

		February-00		Residential Mobile Home - Double-Wide - Outdoor Lt		Outdoor Lt		DMO		Residential Mobile Home - Double-Wide		Misc._Commercial		Approximation		Non Res

		February-00		Residential Multi-family - Outdoor Lt		Outdoor Lt		MFM		Residential Multi-family		Misc._Commercial		Approximation		Non Res

		February-00		Residential Single Family - Outdoor Lt		Outdoor Lt		SFM		Residential Single Family		Misc._Commercial		Approximation		Non Res

		February-00		Agricultural - Package_AC-NC		Package_AC-NC		Agr		Agricultural		Small_Office		Approximation		Non Res

		February-00		Assembly - Package_AC-NC		Package_AC-NC		Asm		Assembly		Small_Office		Approximation		Non Res

		February-00		Health/Medical - Clinic - Package_AC-NC		Package_AC-NC		Cli		Health/Medical - Clinic		Small_Office		Approximation		Non Res

		February-00		Education - Community College - Package_AC-NC		Package_AC-NC		ECC		Education - Community College		School		Approximation		Non Res

		February-00		Education - Primary School - Package_AC-NC		Package_AC-NC		Epr		Education - Primary School		School		Direct Match		Non Res

		February-00		Education - Relocatable Classroom - Package_AC-NC		Package_AC-NC		ERC		Education - Relocatable Classroom		School		Direct Match		Non Res

		February-00		Education - Secondary School - Package_AC-NC		Package_AC-NC		Ese		Education - Secondary School		School		Direct Match		Non Res

		February-00		Education - University - Package_AC-NC		Package_AC-NC		Eun		Education - University		School		Approximation		Non Res

		February-00		Food Store - Package_AC-NC		Package_AC-NC		FSt		Food Store		Small_Office		Approximation		Non Res

		February-00		Grocery - Package_AC-NC		Package_AC-NC		Gro		Grocery		Small_Office		Approximation		Non Res

		February-00		Lodging - Guest Rooms - Package_AC-NC		Package_AC-NC		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		February-00		Health/Medical - Hospital - Package_AC-NC		Package_AC-NC		Hsp		Health/Medical - Hospital		Small_Office		Approximation		Non Res

		February-00		Lodging - Hotel - Package_AC-NC		Package_AC-NC		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		February-00		Industrial - Package_AC-NC		Package_AC-NC		Ind		Industrial		Small_Office		Approximation		Non Res

		February-00		Manufacturing - Bio/Tech - Package_AC-NC		Package_AC-NC		MBT		Manufacturing - Bio/Tech		Small_Office		Approximation		Non Res

		February-00		Misc - Commercial - Package_AC-NC		Package_AC-NC		MiC		Misc - Commercial		Small_Office		Approximation		Non Res

		February-00		Manufacturing - Light Industrial - Package_AC-NC		Package_AC-NC		MLI		Manufacturing - Light Industrial		Small_Office		Approximation		Non Res

		February-00		Lodging - Motel - Package_AC-NC		Package_AC-NC		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		February-00		Health/Medical - Nursing Home - Package_AC-NC		Package_AC-NC		Nrs		Health/Medical - Nursing Home		Small_Office		Approximation		Non Res

		February-00		Office - Large - Package_AC-NC		Package_AC-NC		OfL		Office - Large		Small_Office		Approximation		Non Res

		February-00		Office - Small - Package_AC-NC		Package_AC-NC		OfS		Office - Small		Small_Office		Direct Match		Non Res

		February-00		Restaurant - Fast-Food - Package_AC-NC		Package_AC-NC		RFF		Restaurant - Fast-Food		Fast_Food_Restaurant		Direct Match		Non Res

		February-00		Restaurant - Sit-Down - Package_AC-NC		Package_AC-NC		RSD		Restaurant - Sit-Down		Fast_Food_Restaurant		Approximation		Non Res

		February-00		Retail - Multistory Large - Package_AC-NC		Package_AC-NC		Rt3		Retail - Multistory Large		Small_Retail_Store		Approximation		Non Res

		February-00		Retail - Single-Story Large - Package_AC-NC		Package_AC-NC		RtL		Retail - Single-Story Large		Small_Retail_Store		Approximation		Non Res

		February-00		Retail - Small - Package_AC-NC		Package_AC-NC		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		February-00		Storage - Conditioned - Package_AC-NC		Package_AC-NC		SCn		Storage - Conditioned		Small_Office		Approximation		Non Res

		February-00		Storage - Unconditioned - Package_AC-NC		Package_AC-NC		Sun		Storage - Unconditioned		Small_Office		Approximation		Non Res

		February-00		Transportation - Communication - Utilities - Package_AC-NC		Package_AC-NC		TCU		Transportation - Communication - Utilities		Small_Office		Approximation		Non Res

		February-00		Warehouse - Refrigerated - Package_AC-NC		Package_AC-NC		WRf		Warehouse - Refrigerated		Small_Office		Approximation		Non Res

		February-00		Residential Mobile Home - Double-Wide - Package_AC-NC		Package_AC-NC		DMO		Residential Mobile Home - Double-Wide		Small_Office		Approximation		Non Res

		February-00		Residential Multi-family - Package_AC-NC		Package_AC-NC		MFM		Residential Multi-family		Small_Office		Approximation		Non Res

		February-00		Residential Single Family - Package_AC-NC		Package_AC-NC		SFM		Residential Single Family		Small_Office		Approximation		Non Res

		February-00		N/A - Perimter Lt Control		Perimter Lt Control		December-99		N/A		Restaurant		Direct Match		Non Res

		February-00		N/A - Perimter Lt Control		Perimter Lt Control		December-99		N/A		Non-Refrig._Warehouse		Direct Match		Non Res

		February-00		Agricultural - Perimter Lt Control		Perimter Lt Control		Agr		Agricultural		Agricultural		Direct Match		Non Res

		February-00		Assembly - Perimter Lt Control		Perimter Lt Control		Asm		Assembly		Assembly		Direct Match		Non Res

		February-00		Health/Medical - Clinic - Perimter Lt Control		Perimter Lt Control		Cli		Health/Medical - Clinic		Medical_Clinic		Direct Match		Non Res

		February-00		Education - Community College - Perimter Lt Control		Perimter Lt Control		ECC		Education - Community College		College_University		Direct Match		Non Res

		February-00		Education - Primary School - Perimter Lt Control		Perimter Lt Control		Epr		Education - Primary School		K_thru_12_School		Direct Match		Non Res

		February-00		Education - Relocatable Classroom - Perimter Lt Control		Perimter Lt Control		ERC		Education - Relocatable Classroom		School		Direct Match		Non Res

		February-00		Education - Secondary School - Perimter Lt Control		Perimter Lt Control		Ese		Education - Secondary School		K_thru_12_School		Direct Match		Non Res

		February-00		Education - University - Perimter Lt Control		Perimter Lt Control		Eun		Education - University		College_University		Direct Match		Non Res

		February-00		Food Store - Perimter Lt Control		Perimter Lt Control		FSt		Food Store		Food_Store		Direct Match		Non Res

		February-00		Grocery - Perimter Lt Control		Perimter Lt Control		Gro		Grocery		Grocery_Store		Direct Match		Non Res

		February-00		Lodging - Guest Rooms - Perimter Lt Control		Perimter Lt Control		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		February-00		Health/Medical - Hospital - Perimter Lt Control		Perimter Lt Control		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		February-00		Lodging - Hotel - Perimter Lt Control		Perimter Lt Control		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		February-00		Industrial - Perimter Lt Control		Perimter Lt Control		Ind		Industrial		Industrial		Direct Match		Non Res

		February-00		Manufacturing - Bio/Tech - Perimter Lt Control		Perimter Lt Control		MBT		Manufacturing - Bio/Tech		Industrial		Approximation		Non Res

		February-00		Misc - Commercial - Perimter Lt Control		Perimter Lt Control		MiC		Misc - Commercial		Misc._Commercial		Direct Match		Non Res

		February-00		Manufacturing - Light Industrial - Perimter Lt Control		Perimter Lt Control		MLI		Manufacturing - Light Industrial		Industrial		Approximation		Non Res

		February-00		Lodging - Motel - Perimter Lt Control		Perimter Lt Control		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		February-00		Health/Medical - Nursing Home - Perimter Lt Control		Perimter Lt Control		Nrs		Health/Medical - Nursing Home		Medical_Clinic		Approximation		Non Res

		February-00		Office - Large - Perimter Lt Control		Perimter Lt Control		OfL		Office - Large		Large_Office		Direct Match		Non Res

		February-00		Office - Small - Perimter Lt Control		Perimter Lt Control		OfS		Office - Small		Small_Office		Direct Match		Non Res

		February-00		Restaurant - Fast-Food - Perimter Lt Control		Perimter Lt Control		RFF		Restaurant - Fast-Food		Fast_Food_Restaurant		Direct Match		Non Res

		February-00		Restaurant - Sit-Down - Perimter Lt Control		Perimter Lt Control		RSD		Restaurant - Sit-Down		Sit_Down_Restaurant		Direct Match		Non Res

		February-00		Retail - Multistory Large - Perimter Lt Control		Perimter Lt Control		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Single-Story Large - Perimter Lt Control		Perimter Lt Control		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Small - Perimter Lt Control		Perimter Lt Control		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		February-00		Storage - Conditioned - Perimter Lt Control		Perimter Lt Control		SCn		Storage - Conditioned		Storage_Building		Direct Match		Non Res

		February-00		Storage - Unconditioned - Perimter Lt Control		Perimter Lt Control		Sun		Storage - Unconditioned		Storage_Building		Direct Match		Non Res

		February-00		Transportation - Communication - Utilities - Perimter Lt Control		Perimter Lt Control		TCU		Transportation - Communication - Utilities		Trans_Comm_Util		Direct Match		Non Res

		February-00		Warehouse - Refrigerated - Perimter Lt Control		Perimter Lt Control		WRf		Warehouse - Refrigerated		Refrigerated_Warehouse		Direct Match		Non Res

		February-00		Residential Mobile Home - Double-Wide - Perimter Lt Control		Perimter Lt Control		DMO		Residential Mobile Home - Double-Wide		Misc._Commercial		Approximation		Non Res

		February-00		Residential Multi-family - Perimter Lt Control		Perimter Lt Control		MFM		Residential Multi-family		Misc._Commercial		Approximation		Non Res

		February-00		Residential Single Family - Perimter Lt Control		Perimter Lt Control		SFM		Residential Single Family		Misc._Commercial		Approximation		Non Res

		February-00		N/A - Pool HtPmp		Pool HtPmp		December-99		N/A		Restaurant		Direct Match		Non Res

		February-00		N/A - Pool HtPmp		Pool HtPmp		December-99		N/A		Non-Refrig._Warehouse		Direct Match		Non Res

		February-00		Agricultural - Pool HtPmp		Pool HtPmp		Agr		Agricultural		Agricultural		Direct Match		Non Res

		February-00		Assembly - Pool HtPmp		Pool HtPmp		Asm		Assembly		Assembly		Direct Match		Non Res

		February-00		Health/Medical - Clinic - Pool HtPmp		Pool HtPmp		Cli		Health/Medical - Clinic		Medical_Clinic		Direct Match		Non Res

		February-00		Education - Community College - Pool HtPmp		Pool HtPmp		ECC		Education - Community College		College_University		Direct Match		Non Res

		February-00		Education - Primary School - Pool HtPmp		Pool HtPmp		Epr		Education - Primary School		K_thru_12_School		Direct Match		Non Res

		February-00		Education - Relocatable Classroom - Pool HtPmp		Pool HtPmp		ERC		Education - Relocatable Classroom		School		Direct Match		Non Res

		February-00		Education - Secondary School - Pool HtPmp		Pool HtPmp		Ese		Education - Secondary School		K_thru_12_School		Direct Match		Non Res

		February-00		Education - University - Pool HtPmp		Pool HtPmp		Eun		Education - University		College_University		Direct Match		Non Res

		February-00		Food Store - Pool HtPmp		Pool HtPmp		FSt		Food Store		Food_Store		Direct Match		Non Res

		February-00		Grocery - Pool HtPmp		Pool HtPmp		Gro		Grocery		Grocery_Store		Direct Match		Non Res

		February-00		Lodging - Guest Rooms - Pool HtPmp		Pool HtPmp		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		February-00		Health/Medical - Hospital - Pool HtPmp		Pool HtPmp		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		February-00		Lodging - Hotel - Pool HtPmp		Pool HtPmp		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		February-00		Industrial - Pool HtPmp		Pool HtPmp		Ind		Industrial		Industrial		Direct Match		Non Res

		February-00		Manufacturing - Bio/Tech - Pool HtPmp		Pool HtPmp		MBT		Manufacturing - Bio/Tech		Industrial		Approximation		Non Res

		February-00		Misc - Commercial - Pool HtPmp		Pool HtPmp		MiC		Misc - Commercial		Misc._Commercial		Direct Match		Non Res

		February-00		Manufacturing - Light Industrial - Pool HtPmp		Pool HtPmp		MLI		Manufacturing - Light Industrial		Industrial		Approximation		Non Res

		February-00		Lodging - Motel - Pool HtPmp		Pool HtPmp		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		February-00		Health/Medical - Nursing Home - Pool HtPmp		Pool HtPmp		Nrs		Health/Medical - Nursing Home		Medical_Clinic		Approximation		Non Res

		February-00		Office - Large - Pool HtPmp		Pool HtPmp		OfL		Office - Large		Large_Office		Direct Match		Non Res

		February-00		Office - Small - Pool HtPmp		Pool HtPmp		OfS		Office - Small		Small_Office		Direct Match		Non Res

		February-00		Restaurant - Fast-Food - Pool HtPmp		Pool HtPmp		RFF		Restaurant - Fast-Food		Fast_Food_Restaurant		Direct Match		Non Res

		February-00		Restaurant - Sit-Down - Pool HtPmp		Pool HtPmp		RSD		Restaurant - Sit-Down		Sit_Down_Restaurant		Direct Match		Non Res

		February-00		Retail - Multistory Large - Pool HtPmp		Pool HtPmp		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Single-Story Large - Pool HtPmp		Pool HtPmp		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Small - Pool HtPmp		Pool HtPmp		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		February-00		Storage - Conditioned - Pool HtPmp		Pool HtPmp		SCn		Storage - Conditioned		Storage_Building		Direct Match		Non Res

		February-00		Storage - Unconditioned - Pool HtPmp		Pool HtPmp		Sun		Storage - Unconditioned		Storage_Building		Direct Match		Non Res

		February-00		Transportation - Communication - Utilities - Pool HtPmp		Pool HtPmp		TCU		Transportation - Communication - Utilities		Trans_Comm_Util		Direct Match		Non Res

		February-00		Warehouse - Refrigerated - Pool HtPmp		Pool HtPmp		WRf		Warehouse - Refrigerated		Refrigerated_Warehouse		Direct Match		Non Res

		February-00		Residential Mobile Home - Double-Wide - Pool HtPmp		Pool HtPmp		DMO		Residential Mobile Home - Double-Wide		Misc._Commercial		Approximation		Non Res

		February-00		Residential Multi-family - Pool HtPmp		Pool HtPmp		MFM		Residential Multi-family		Misc._Commercial		Approximation		Non Res

		February-00		Residential Single Family - Pool HtPmp		Pool HtPmp		SFM		Residential Single Family		Misc._Commercial		Approximation		Non Res

		February-00		N/A - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		December-99		N/A		Non-Refrig._Warehouse		Direct Match		Non Res

		February-00		Agricultural - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		Agr		Agricultural		Agricultural		Direct Match		Non Res

		February-00		Assembly - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		Asm		Assembly		Large_Office		Approximation		Non Res

		February-00		Health/Medical - Clinic - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		Cli		Health/Medical - Clinic		Small_Office		Approximation		Non Res

		February-00		Education - Community College - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		ECC		Education - Community College		College_University		Direct Match		Non Res

		February-00		Education - Primary School - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		Epr		Education - Primary School		Small_Office		Approximation		Non Res

		February-00		Education - Relocatable Classroom - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		ERC		Education - Relocatable Classroom		Small_Office		Approximation		Non Res

		February-00		Education - Secondary School - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		Ese		Education - Secondary School		Small_Office		Approximation		Non Res

		February-00		Education - University - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		Eun		Education - University		College_University		Direct Match		Non Res

		February-00		Food Store - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		FSt		Food Store		Food_Store		Direct Match		Non Res

		February-00		Grocery - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		Gro		Grocery		Food_Store		Approximation		Non Res

		February-00		Lodging - Guest Rooms - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		February-00		Health/Medical - Hospital - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		Hsp		Health/Medical - Hospital		College_University		Approximation		Non Res

		February-00		Lodging - Hotel - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		February-00		Industrial - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		Ind		Industrial		Industrial		Direct Match		Non Res

		February-00		Manufacturing - Bio/Tech - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		MBT		Manufacturing - Bio/Tech		Industrial		Approximation		Non Res

		February-00		Misc - Commercial - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		MiC		Misc - Commercial		Misc._Commercial		Direct Match		Non Res

		February-00		Manufacturing - Light Industrial - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		MLI		Manufacturing - Light Industrial		Industrial		Approximation		Non Res

		February-00		Lodging - Motel - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		February-00		Health/Medical - Nursing Home - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		Nrs		Health/Medical - Nursing Home		Small_Office		Approximation		Non Res

		February-00		Office - Large - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		OfL		Office - Large		Large_Office		Direct Match		Non Res

		February-00		Office - Small - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		OfS		Office - Small		Small_Office		Direct Match		Non Res

		February-00		Restaurant - Fast-Food - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		RFF		Restaurant - Fast-Food		Small_Office		Approximation		Non Res

		February-00		Restaurant - Sit-Down - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		RSD		Restaurant - Sit-Down		Small_Office		Approximation		Non Res

		February-00		Retail - Multistory Large - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Single-Story Large - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Small - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		February-00		Storage - Conditioned - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		SCn		Storage - Conditioned		Misc._Commercial		Approximation		Non Res

		February-00		Storage - Unconditioned - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		Sun		Storage - Unconditioned		Non-Refrig._Warehouse		Approximation		Non Res

		February-00		Transportation - Communication - Utilities - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		TCU		Transportation - Communication - Utilities		Trans_Comm_Util		Direct Match		Non Res

		February-00		Warehouse - Refrigerated - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		WRf		Warehouse - Refrigerated		Misc._Commercial		Approximation		Non Res

		February-00		Residential Mobile Home - Double-Wide - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		DMO		Residential Mobile Home - Double-Wide		Misc._Commercial		Approximation		Non Res

		February-00		Residential Multi-family - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		MFM		Residential Multi-family		Misc._Commercial		Approximation		Non Res

		February-00		Residential Single Family - Reduce_Cooling_Load-Ret		Reduce_Cooling_Load-Ret		SFM		Residential Single Family		Misc._Commercial		Approximation		Non Res

		February-00		N/A - Refrigeration		Refrigeration		December-99		N/A		Restaurant		Direct Match		Non Res

		February-00		N/A - Refrigeration		Refrigeration		December-99		N/A		Non-Refrig._Warehouse		Direct Match		Non Res

		February-00		Agricultural - Refrigeration		Refrigeration		Agr		Agricultural		Agricultural		Direct Match		Non Res

		February-00		Assembly - Refrigeration		Refrigeration		Asm		Assembly		Assembly		Direct Match		Non Res

		February-00		Health/Medical - Clinic - Refrigeration		Refrigeration		Cli		Health/Medical - Clinic		Medical_Clinic		Direct Match		Non Res

		February-00		Education - Community College - Refrigeration		Refrigeration		ECC		Education - Community College		College_University		Direct Match		Non Res

		February-00		Education - Primary School - Refrigeration		Refrigeration		Epr		Education - Primary School		K_thru_12_School		Direct Match		Non Res

		February-00		Education - Relocatable Classroom - Refrigeration		Refrigeration		ERC		Education - Relocatable Classroom		K_thru_12_School		Direct Match		Non Res

		February-00		Education - Secondary School - Refrigeration		Refrigeration		Ese		Education - Secondary School		K_thru_12_School		Direct Match		Non Res

		February-00		Education - University - Refrigeration		Refrigeration		Eun		Education - University		College_University		Direct Match		Non Res

		February-00		Food Store - Refrigeration		Refrigeration		FSt		Food Store		Food_Store		Direct Match		Non Res

		February-00		Grocery - Refrigeration		Refrigeration		Gro		Grocery		Grocery_Store		Direct Match		Non Res

		February-00		Lodging - Guest Rooms - Refrigeration		Refrigeration		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		February-00		Health/Medical - Hospital - Refrigeration		Refrigeration		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		February-00		Lodging - Hotel - Refrigeration		Refrigeration		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		February-00		Industrial - Refrigeration		Refrigeration		Ind		Industrial		Industrial		Direct Match		Non Res

		February-00		Manufacturing - Bio/Tech - Refrigeration		Refrigeration		MBT		Manufacturing - Bio/Tech		Industrial		Approximation		Non Res

		February-00		Misc - Commercial - Refrigeration		Refrigeration		MiC		Misc - Commercial		Misc._Commercial		Direct Match		Non Res

		February-00		Manufacturing - Light Industrial - Refrigeration		Refrigeration		MLI		Manufacturing - Light Industrial		Industrial		Approximation		Non Res

		February-00		Lodging - Motel - Refrigeration		Refrigeration		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		February-00		Health/Medical - Nursing Home - Refrigeration		Refrigeration		Nrs		Health/Medical - Nursing Home		Medical_Clinic		Approximation		Non Res

		February-00		Office - Large - Refrigeration		Refrigeration		OfL		Office - Large		Large_Office		Direct Match		Non Res

		February-00		Office - Small - Refrigeration		Refrigeration		OfS		Office - Small		Small_Office		Direct Match		Non Res

		February-00		Restaurant - Fast-Food - Refrigeration		Refrigeration		RFF		Restaurant - Fast-Food		Fast_Food_Restaurant		Direct Match		Non Res

		February-00		Restaurant - Sit-Down - Refrigeration		Refrigeration		RSD		Restaurant - Sit-Down		Sit_Down_Restaurant		Direct Match		Non Res

		February-00		Retail - Multistory Large - Refrigeration		Refrigeration		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Single-Story Large - Refrigeration		Refrigeration		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Small - Refrigeration		Refrigeration		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		February-00		Storage - Conditioned - Refrigeration		Refrigeration		SCn		Storage - Conditioned		Storage_Building		Direct Match		Non Res

		February-00		Storage - Unconditioned - Refrigeration		Refrigeration		Sun		Storage - Unconditioned		Storage_Building		Direct Match		Non Res

		February-00		Transportation - Communication - Utilities - Refrigeration		Refrigeration		TCU		Transportation - Communication - Utilities		Trans_Comm_Util		Direct Match		Non Res

		February-00		Warehouse - Refrigerated - Refrigeration		Refrigeration		WRf		Warehouse - Refrigerated		Refrigerated_Warehouse		Direct Match		Non Res

		February-00		Residential Mobile Home - Double-Wide - Refrigeration		Refrigeration		DMO		Residential Mobile Home - Double-Wide		Misc._Commercial		Approximation		Non Res

		February-00		Residential Multi-family - Refrigeration		Refrigeration		MFM		Residential Multi-family		Misc._Commercial		Approximation		Non Res

		February-00		Residential Single Family - Refrigeration		Refrigeration		SFM		Residential Single Family		Misc._Commercial		Approximation		Non Res

		February-00		Agricultural - Refrig-RC		Refrig-RC		Agr		Agricultural		Residential		Approximation		Res

		February-00		Assembly - Refrig-RC		Refrig-RC		Asm		Assembly		Residential		Approximation		Res

		February-00		Health/Medical - Clinic - Refrig-RC		Refrig-RC		Cli		Health/Medical - Clinic		Residential		Approximation		Res

		February-00		Education - Community College - Refrig-RC		Refrig-RC		ECC		Education - Community College		Residential		Approximation		Res

		February-00		Education - Primary School - Refrig-RC		Refrig-RC		Epr		Education - Primary School		Residential		Approximation		Res

		February-00		Education - Relocatable Classroom - Refrig-RC		Refrig-RC		ERC		Education - Relocatable Classroom		Residential		Approximation		Res

		February-00		Education - Secondary School - Refrig-RC		Refrig-RC		Ese		Education - Secondary School		Residential		Approximation		Res

		February-00		Education - University - Refrig-RC		Refrig-RC		Eun		Education - University		Residential		Approximation		Res

		February-00		Food Store - Refrig-RC		Refrig-RC		FSt		Food Store		Residential		Approximation		Res

		February-00		Grocery - Refrig-RC		Refrig-RC		Gro		Grocery		Residential		Approximation		Res

		February-00		Lodging - Guest Rooms - Refrig-RC		Refrig-RC		GsR		Lodging - Guest Rooms		Residential		Approximation		Res

		February-00		Health/Medical - Hospital - Refrig-RC		Refrig-RC		Hsp		Health/Medical - Hospital		Residential		Approximation		Res

		February-00		Lodging - Hotel - Refrig-RC		Refrig-RC		Htl		Lodging - Hotel		Residential		Approximation		Res

		February-00		Industrial - Refrig-RC		Refrig-RC		Ind		Industrial		Residential		Approximation		Res

		February-00		Manufacturing - Bio/Tech - Refrig-RC		Refrig-RC		MBT		Manufacturing - Bio/Tech		Residential		Approximation		Res

		February-00		Misc - Commercial - Refrig-RC		Refrig-RC		MiC		Misc - Commercial		Residential		Approximation		Res

		February-00		Manufacturing - Light Industrial - Refrig-RC		Refrig-RC		MLI		Manufacturing - Light Industrial		Residential		Approximation		Res

		February-00		Lodging - Motel - Refrig-RC		Refrig-RC		Mtl		Lodging - Motel		Residential		Approximation		Res

		February-00		Health/Medical - Nursing Home - Refrig-RC		Refrig-RC		Nrs		Health/Medical - Nursing Home		Residential		Approximation		Res

		February-00		Office - Large - Refrig-RC		Refrig-RC		OfL		Office - Large		Residential		Approximation		Res

		February-00		Office - Small - Refrig-RC		Refrig-RC		OfS		Office - Small		Residential		Approximation		Res

		February-00		Restaurant - Fast-Food - Refrig-RC		Refrig-RC		RFF		Restaurant - Fast-Food		Residential		Approximation		Res

		February-00		Restaurant - Sit-Down - Refrig-RC		Refrig-RC		RSD		Restaurant - Sit-Down		Residential		Approximation		Res

		February-00		Retail - Multistory Large - Refrig-RC		Refrig-RC		Rt3		Retail - Multistory Large		Residential		Approximation		Res

		February-00		Retail - Single-Story Large - Refrig-RC		Refrig-RC		RtL		Retail - Single-Story Large		Residential		Approximation		Res

		February-00		Retail - Small - Refrig-RC		Refrig-RC		RtS		Retail - Small		Residential		Approximation		Res

		February-00		Storage - Conditioned - Refrig-RC		Refrig-RC		SCn		Storage - Conditioned		Residential		Approximation		Res

		February-00		Storage - Unconditioned - Refrig-RC		Refrig-RC		Sun		Storage - Unconditioned		Residential		Approximation		Res

		February-00		Transportation - Communication - Utilities - Refrig-RC		Refrig-RC		TCU		Transportation - Communication - Utilities		Residential		Approximation		Res

		February-00		Warehouse - Refrigerated - Refrig-RC		Refrig-RC		WRf		Warehouse - Refrigerated		Residential		Approximation		Res

		February-00		Residential Mobile Home - Double-Wide - Refrig-RC		Refrig-RC		DMO		Residential Mobile Home - Double-Wide		Residential		Direct Match		Res

		February-00		Residential Multi-family - Refrig-RC		Refrig-RC		MFM		Residential Multi-family		Residential		Direct Match		Res

		February-00		Residential Single Family - Refrig-RC		Refrig-RC		SFM		Residential Single Family		Residential		Direct Match		Res

		February-00		Agricultural - Replace_Chiller-Ret		Replace_Chiller-Ret		Agr		Agricultural		Agricultural		Direct Match		Non Res

		February-00		Assembly - Replace_Chiller-Ret		Replace_Chiller-Ret		Asm		Assembly		Large_Retail_Store		Approximation		Non Res

		February-00		Health/Medical - Clinic - Replace_Chiller-Ret		Replace_Chiller-Ret		Cli		Health/Medical - Clinic		Medical_Clinic		Direct Match		Non Res

		February-00		Education - Community College - Replace_Chiller-Ret		Replace_Chiller-Ret		ECC		Education - Community College		Hospital		Approximation		Non Res

		February-00		Education - Primary School - Replace_Chiller-Ret		Replace_Chiller-Ret		Epr		Education - Primary School		Small_Retail_Store		Approximation		Non Res

		February-00		Education - Relocatable Classroom - Replace_Chiller-Ret		Replace_Chiller-Ret		ERC		Education - Relocatable Classroom		Small_Retail_Store		Approximation		Non Res

		February-00		Education - Secondary School - Replace_Chiller-Ret		Replace_Chiller-Ret		Ese		Education - Secondary School		Small_Retail_Store		Approximation		Non Res

		February-00		Education - University - Replace_Chiller-Ret		Replace_Chiller-Ret		Eun		Education - University		Hospital		Approximation		Non Res

		February-00		Food Store - Replace_Chiller-Ret		Replace_Chiller-Ret		FSt		Food Store		Small_Retail_Store		Approximation		Non Res

		February-00		Grocery - Replace_Chiller-Ret		Replace_Chiller-Ret		Gro		Grocery		Small_Retail_Store		Approximation		Non Res

		February-00		Lodging - Guest Rooms - Replace_Chiller-Ret		Replace_Chiller-Ret		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		February-00		Health/Medical - Hospital - Replace_Chiller-Ret		Replace_Chiller-Ret		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		February-00		Lodging - Hotel - Replace_Chiller-Ret		Replace_Chiller-Ret		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		February-00		Industrial - Replace_Chiller-Ret		Replace_Chiller-Ret		Ind		Industrial		Industrial		Direct Match		Non Res

		February-00		Manufacturing - Bio/Tech - Replace_Chiller-Ret		Replace_Chiller-Ret		MBT		Manufacturing - Bio/Tech		Industrial		Approximation		Non Res

		February-00		Misc - Commercial - Replace_Chiller-Ret		Replace_Chiller-Ret		MiC		Misc - Commercial		Small_Retail_Store		Approximation		Non Res

		February-00		Manufacturing - Light Industrial - Replace_Chiller-Ret		Replace_Chiller-Ret		MLI		Manufacturing - Light Industrial		Industrial		Approximation		Non Res

		February-00		Lodging - Motel - Replace_Chiller-Ret		Replace_Chiller-Ret		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		February-00		Health/Medical - Nursing Home - Replace_Chiller-Ret		Replace_Chiller-Ret		Nrs		Health/Medical - Nursing Home		Medical_Clinic		Approximation		Non Res

		February-00		Office - Large - Replace_Chiller-Ret		Replace_Chiller-Ret		OfL		Office - Large		Large_Retail_Store		Approximation		Non Res

		February-00		Office - Small - Replace_Chiller-Ret		Replace_Chiller-Ret		OfS		Office - Small		Small_Retail_Store		Approximation		Non Res

		February-00		Restaurant - Fast-Food - Replace_Chiller-Ret		Replace_Chiller-Ret		RFF		Restaurant - Fast-Food		Small_Retail_Store		Approximation		Non Res

		February-00		Restaurant - Sit-Down - Replace_Chiller-Ret		Replace_Chiller-Ret		RSD		Restaurant - Sit-Down		Small_Retail_Store		Approximation		Non Res

		February-00		Retail - Multistory Large - Replace_Chiller-Ret		Replace_Chiller-Ret		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Single-Story Large - Replace_Chiller-Ret		Replace_Chiller-Ret		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Small - Replace_Chiller-Ret		Replace_Chiller-Ret		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		February-00		Storage - Conditioned - Replace_Chiller-Ret		Replace_Chiller-Ret		SCn		Storage - Conditioned		Large_Retail_Store		Approximation		Non Res

		February-00		Storage - Unconditioned - Replace_Chiller-Ret		Replace_Chiller-Ret		Sun		Storage - Unconditioned		Large_Retail_Store		Approximation		Non Res

		February-00		Transportation - Communication - Utilities - Replace_Chiller-Ret		Replace_Chiller-Ret		TCU		Transportation - Communication - Utilities		Trans_Comm_Util		Direct Match		Non Res

		February-00		Warehouse - Refrigerated - Replace_Chiller-Ret		Replace_Chiller-Ret		WRf		Warehouse - Refrigerated		Large_Retail_Store		Approximation		Non Res

		February-00		Residential Mobile Home - Double-Wide - Replace_Chiller-Ret		Replace_Chiller-Ret		DMO		Residential Mobile Home - Double-Wide		Small_Retail_Store		Approximation		Non Res

		February-00		Residential Multi-family - Replace_Chiller-Ret		Replace_Chiller-Ret		MFM		Residential Multi-family		Small_Retail_Store		Approximation		Non Res

		February-00		Residential Single Family - Replace_Chiller-Ret		Replace_Chiller-Ret		SFM		Residential Single Family		Small_Retail_Store		Approximation		Non Res

		February-00		Agricultural - Residential Pool Pumps		Residential Pool Pumps		Agr		Agricultural		Residential		Approximation		Res

		February-00		Assembly - Residential Pool Pumps		Residential Pool Pumps		Asm		Assembly		Residential		Approximation		Res

		February-00		Health/Medical - Clinic - Residential Pool Pumps		Residential Pool Pumps		Cli		Health/Medical - Clinic		Residential		Approximation		Res

		February-00		Education - Community College - Residential Pool Pumps		Residential Pool Pumps		ECC		Education - Community College		Residential		Approximation		Res

		February-00		Education - Primary School - Residential Pool Pumps		Residential Pool Pumps		Epr		Education - Primary School		Residential		Approximation		Res

		February-00		Education - Relocatable Classroom - Residential Pool Pumps		Residential Pool Pumps		ERC		Education - Relocatable Classroom		Residential		Approximation		Res

		February-00		Education - Secondary School - Residential Pool Pumps		Residential Pool Pumps		Ese		Education - Secondary School		Residential		Approximation		Res

		February-00		Education - University - Residential Pool Pumps		Residential Pool Pumps		Eun		Education - University		Residential		Approximation		Res

		February-00		Food Store - Residential Pool Pumps		Residential Pool Pumps		FSt		Food Store		Residential		Approximation		Res

		February-00		Grocery - Residential Pool Pumps		Residential Pool Pumps		Gro		Grocery		Residential		Approximation		Res

		February-00		Lodging - Guest Rooms - Residential Pool Pumps		Residential Pool Pumps		GsR		Lodging - Guest Rooms		Residential		Approximation		Res

		February-00		Health/Medical - Hospital - Residential Pool Pumps		Residential Pool Pumps		Hsp		Health/Medical - Hospital		Residential		Approximation		Res

		February-00		Lodging - Hotel - Residential Pool Pumps		Residential Pool Pumps		Htl		Lodging - Hotel		Residential		Approximation		Res

		February-00		Industrial - Residential Pool Pumps		Residential Pool Pumps		Ind		Industrial		Residential		Approximation		Res

		February-00		Manufacturing - Bio/Tech - Residential Pool Pumps		Residential Pool Pumps		MBT		Manufacturing - Bio/Tech		Residential		Approximation		Res

		February-00		Misc - Commercial - Residential Pool Pumps		Residential Pool Pumps		MiC		Misc - Commercial		Residential		Approximation		Res

		February-00		Manufacturing - Light Industrial - Residential Pool Pumps		Residential Pool Pumps		MLI		Manufacturing - Light Industrial		Residential		Approximation		Res

		February-00		Lodging - Motel - Residential Pool Pumps		Residential Pool Pumps		Mtl		Lodging - Motel		Residential		Approximation		Res

		February-00		Health/Medical - Nursing Home - Residential Pool Pumps		Residential Pool Pumps		Nrs		Health/Medical - Nursing Home		Residential		Approximation		Res

		February-00		Office - Large - Residential Pool Pumps		Residential Pool Pumps		OfL		Office - Large		Residential		Approximation		Res

		February-00		Office - Small - Residential Pool Pumps		Residential Pool Pumps		OfS		Office - Small		Residential		Approximation		Res

		February-00		Restaurant - Fast-Food - Residential Pool Pumps		Residential Pool Pumps		RFF		Restaurant - Fast-Food		Residential		Approximation		Res

		February-00		Restaurant - Sit-Down - Residential Pool Pumps		Residential Pool Pumps		RSD		Restaurant - Sit-Down		Residential		Approximation		Res

		February-00		Retail - Multistory Large - Residential Pool Pumps		Residential Pool Pumps		Rt3		Retail - Multistory Large		Residential		Approximation		Res

		February-00		Retail - Single-Story Large - Residential Pool Pumps		Residential Pool Pumps		RtL		Retail - Single-Story Large		Residential		Approximation		Res

		February-00		Retail - Small - Residential Pool Pumps		Residential Pool Pumps		RtS		Retail - Small		Residential		Approximation		Res

		February-00		Storage - Conditioned - Residential Pool Pumps		Residential Pool Pumps		SCn		Storage - Conditioned		Residential		Approximation		Res

		February-00		Storage - Unconditioned - Residential Pool Pumps		Residential Pool Pumps		Sun		Storage - Unconditioned		Residential		Approximation		Res

		February-00		Transportation - Communication - Utilities - Residential Pool Pumps		Residential Pool Pumps		TCU		Transportation - Communication - Utilities		Residential		Approximation		Res

		February-00		Warehouse - Refrigerated - Residential Pool Pumps		Residential Pool Pumps		WRf		Warehouse - Refrigerated		Residential		Approximation		Res

		February-00		Residential Mobile Home - Double-Wide - Residential Pool Pumps		Residential Pool Pumps		DMO		Residential Mobile Home - Double-Wide		Residential		Direct Match		Res

		February-00		Residential Multi-family - Residential Pool Pumps		Residential Pool Pumps		MFM		Residential Multi-family		Residential		Direct Match		Res

		February-00		Residential Single Family - Residential Pool Pumps		Residential Pool Pumps		SFM		Residential Single Family		Residential		Direct Match		Res

		February-00		N/A - Roof_insul-Ret		Roof_insul-Ret		December-99		N/A		Non-Refrig._Warehouse		Direct Match		Non Res

		February-00		Agricultural - Roof_insul-Ret		Roof_insul-Ret		Agr		Agricultural		Agricultural		Direct Match		Non Res

		February-00		Assembly - Roof_insul-Ret		Roof_insul-Ret		Asm		Assembly		Misc._Commercial		Approximation		Non Res

		February-00		Health/Medical - Clinic - Roof_insul-Ret		Roof_insul-Ret		Cli		Health/Medical - Clinic		Medical_Clinic		Direct Match		Non Res

		February-00		Education - Community College - Roof_insul-Ret		Roof_insul-Ret		ECC		Education - Community College		College_University		Direct Match		Non Res

		February-00		Education - Primary School - Roof_insul-Ret		Roof_insul-Ret		Epr		Education - Primary School		K_thru_12_School		Direct Match		Non Res

		February-00		Education - Relocatable Classroom - Roof_insul-Ret		Roof_insul-Ret		ERC		Education - Relocatable Classroom		K_thru_12_School		Approximation		Non Res

		February-00		Education - Secondary School - Roof_insul-Ret		Roof_insul-Ret		Ese		Education - Secondary School		K_thru_12_School		Direct Match		Non Res

		February-00		Education - University - Roof_insul-Ret		Roof_insul-Ret		Eun		Education - University		College_University		Direct Match		Non Res

		February-00		Food Store - Roof_insul-Ret		Roof_insul-Ret		FSt		Food Store		Food_Store		Direct Match		Non Res

		February-00		Grocery - Roof_insul-Ret		Roof_insul-Ret		Gro		Grocery		Food_Store		Approximation		Non Res

		February-00		Lodging - Guest Rooms - Roof_insul-Ret		Roof_insul-Ret		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		February-00		Health/Medical - Hospital - Roof_insul-Ret		Roof_insul-Ret		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		February-00		Lodging - Hotel - Roof_insul-Ret		Roof_insul-Ret		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		February-00		Industrial - Roof_insul-Ret		Roof_insul-Ret		Ind		Industrial		Industrial		Direct Match		Non Res

		February-00		Manufacturing - Bio/Tech - Roof_insul-Ret		Roof_insul-Ret		MBT		Manufacturing - Bio/Tech		Industrial		Approximation		Non Res

		February-00		Misc - Commercial - Roof_insul-Ret		Roof_insul-Ret		MiC		Misc - Commercial		Misc._Commercial		Direct Match		Non Res

		February-00		Manufacturing - Light Industrial - Roof_insul-Ret		Roof_insul-Ret		MLI		Manufacturing - Light Industrial		Industrial		Approximation		Non Res

		February-00		Lodging - Motel - Roof_insul-Ret		Roof_insul-Ret		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		February-00		Health/Medical - Nursing Home - Roof_insul-Ret		Roof_insul-Ret		Nrs		Health/Medical - Nursing Home		Medical_Clinic		Approximation		Non Res

		February-00		Office - Large - Roof_insul-Ret		Roof_insul-Ret		OfL		Office - Large		Large_Office		Direct Match		Non Res

		February-00		Office - Small - Roof_insul-Ret		Roof_insul-Ret		OfS		Office - Small		Small_Office		Direct Match		Non Res

		February-00		Restaurant - Fast-Food - Roof_insul-Ret		Roof_insul-Ret		RFF		Restaurant - Fast-Food		Misc._Commercial		Approximation		Non Res

		February-00		Restaurant - Sit-Down - Roof_insul-Ret		Roof_insul-Ret		RSD		Restaurant - Sit-Down		Misc._Commercial		Approximation		Non Res

		February-00		Retail - Multistory Large - Roof_insul-Ret		Roof_insul-Ret		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Single-Story Large - Roof_insul-Ret		Roof_insul-Ret		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Small - Roof_insul-Ret		Roof_insul-Ret		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		February-00		Storage - Conditioned - Roof_insul-Ret		Roof_insul-Ret		SCn		Storage - Conditioned		Misc._Commercial		Approximation		Non Res

		February-00		Storage - Unconditioned - Roof_insul-Ret		Roof_insul-Ret		Sun		Storage - Unconditioned		Misc._Commercial		Approximation		Non Res

		February-00		Transportation - Communication - Utilities - Roof_insul-Ret		Roof_insul-Ret		TCU		Transportation - Communication - Utilities		Trans_Comm_Util		Direct Match		Non Res

		February-00		Warehouse - Refrigerated - Roof_insul-Ret		Roof_insul-Ret		WRf		Warehouse - Refrigerated		Misc._Commercial		Approximation		Non Res

		February-00		Residential Mobile Home - Double-Wide - Roof_insul-Ret		Roof_insul-Ret		DMO		Residential Mobile Home - Double-Wide		Misc._Commercial		Approximation		Non Res

		February-00		Residential Multi-family - Roof_insul-Ret		Roof_insul-Ret		MFM		Residential Multi-family		Misc._Commercial		Approximation		Non Res

		February-00		Residential Single Family - Roof_insul-Ret		Roof_insul-Ret		SFM		Residential Single Family		Misc._Commercial		Approximation		Non Res

		February-00		Agricultural - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		Agr		Agricultural		Large_Retail_Store		Approximation		Non Res

		February-00		Assembly - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		Asm		Assembly		Assembly		Direct Match		Non Res

		February-00		Health/Medical - Clinic - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		Cli		Health/Medical - Clinic		Small_Office		Approximation		Non Res

		February-00		Education - Community College - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		ECC		Education - Community College		College_University		Direct Match		Non Res

		February-00		Education - Primary School - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		Epr		Education - Primary School		College_University		Direct Match		Non Res

		February-00		Education - Relocatable Classroom - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		ERC		Education - Relocatable Classroom		College_University		Direct Match		Non Res

		February-00		Education - Secondary School - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		Ese		Education - Secondary School		College_University		Direct Match		Non Res

		February-00		Education - University - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		Eun		Education - University		College_University		Direct Match		Non Res

		February-00		Food Store - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		FSt		Food Store		Grocery_Store		Approximation		Non Res

		February-00		Grocery - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		Gro		Grocery		Grocery_Store		Direct Match		Non Res

		February-00		Lodging - Guest Rooms - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		February-00		Health/Medical - Hospital - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		February-00		Lodging - Hotel - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		February-00		Industrial - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		Ind		Industrial		Large_Office		Approximation		Non Res

		February-00		Manufacturing - Bio/Tech - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		MBT		Manufacturing - Bio/Tech		Large_Office		Approximation		Non Res

		February-00		Misc - Commercial - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		MiC		Misc - Commercial		Small_Office		Approximation		Non Res

		February-00		Manufacturing - Light Industrial - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		MLI		Manufacturing - Light Industrial		Large_Office		Approximation		Non Res

		February-00		Lodging - Motel - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		February-00		Health/Medical - Nursing Home - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		Nrs		Health/Medical - Nursing Home		Small_Office		Approximation		Non Res

		February-00		Office - Large - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		OfL		Office - Large		Large_Office		Direct Match		Non Res

		February-00		Office - Small - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		OfS		Office - Small		Small_Office		Direct Match		Non Res

		February-00		Restaurant - Fast-Food - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		RFF		Restaurant - Fast-Food		Small_Office		Approximation		Non Res

		February-00		Restaurant - Sit-Down - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		RSD		Restaurant - Sit-Down		Small_Office		Approximation		Non Res

		February-00		Retail - Multistory Large - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Single-Story Large - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Small - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		RtS		Retail - Small		Small_Office		Approximation		Non Res

		February-00		Storage - Conditioned - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		SCn		Storage - Conditioned		Large_Retail_Store		Approximation		Non Res

		February-00		Storage - Unconditioned - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		Sun		Storage - Unconditioned		Large_Retail_Store		Approximation		Non Res

		February-00		Transportation - Communication - Utilities - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		TCU		Transportation - Communication - Utilities		Large_Office		Approximation		Non Res

		February-00		Warehouse - Refrigerated - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		WRf		Warehouse - Refrigerated		Large_Retail_Store		Approximation		Non Res

		February-00		Residential Mobile Home - Double-Wide - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		DMO		Residential Mobile Home - Double-Wide		Small_Office		Approximation		Non Res

		February-00		Residential Multi-family - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		MFM		Residential Multi-family		Small_Office		Approximation		Non Res

		February-00		Residential Single Family - Var_Spd_AC_Mtr-NC		Var_Spd_AC_Mtr-NC		SFM		Residential Single Family		Small_Office		Approximation		Non Res

		February-00		N/A - Wall_insul-Ret		Wall_insul-Ret		December-99		N/A		Non-Refrig._Warehouse		Direct Match		Non Res

		February-00		Agricultural - Wall_insul-Ret		Wall_insul-Ret		Agr		Agricultural		Agricultural		Direct Match		Non Res

		February-00		Assembly - Wall_insul-Ret		Wall_insul-Ret		Asm		Assembly		Misc._Commercial		Approximation		Non Res

		February-00		Health/Medical - Clinic - Wall_insul-Ret		Wall_insul-Ret		Cli		Health/Medical - Clinic		Medical_Clinic		Direct Match		Non Res

		February-00		Education - Community College - Wall_insul-Ret		Wall_insul-Ret		ECC		Education - Community College		College_University		Direct Match		Non Res

		February-00		Education - Primary School - Wall_insul-Ret		Wall_insul-Ret		Epr		Education - Primary School		K_thru_12_School		Direct Match		Non Res

		February-00		Education - Relocatable Classroom - Wall_insul-Ret		Wall_insul-Ret		ERC		Education - Relocatable Classroom		K_thru_12_School		Approximation		Non Res

		February-00		Education - Secondary School - Wall_insul-Ret		Wall_insul-Ret		Ese		Education - Secondary School		K_thru_12_School		Direct Match		Non Res

		February-00		Education - University - Wall_insul-Ret		Wall_insul-Ret		Eun		Education - University		College_University		Direct Match		Non Res

		February-00		Food Store - Wall_insul-Ret		Wall_insul-Ret		FSt		Food Store		Food_Store		Direct Match		Non Res

		February-00		Grocery - Wall_insul-Ret		Wall_insul-Ret		Gro		Grocery		Food_Store		Approximation		Non Res

		February-00		Lodging - Guest Rooms - Wall_insul-Ret		Wall_insul-Ret		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		February-00		Health/Medical - Hospital - Wall_insul-Ret		Wall_insul-Ret		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		February-00		Lodging - Hotel - Wall_insul-Ret		Wall_insul-Ret		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		February-00		Industrial - Wall_insul-Ret		Wall_insul-Ret		Ind		Industrial		Industrial		Direct Match		Non Res

		February-00		Manufacturing - Bio/Tech - Wall_insul-Ret		Wall_insul-Ret		MBT		Manufacturing - Bio/Tech		Industrial		Approximation		Non Res

		February-00		Misc - Commercial - Wall_insul-Ret		Wall_insul-Ret		MiC		Misc - Commercial		Misc._Commercial		Direct Match		Non Res

		February-00		Manufacturing - Light Industrial - Wall_insul-Ret		Wall_insul-Ret		MLI		Manufacturing - Light Industrial		Industrial		Approximation		Non Res

		February-00		Lodging - Motel - Wall_insul-Ret		Wall_insul-Ret		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		February-00		Health/Medical - Nursing Home - Wall_insul-Ret		Wall_insul-Ret		Nrs		Health/Medical - Nursing Home		Medical_Clinic		Approximation		Non Res

		February-00		Office - Large - Wall_insul-Ret		Wall_insul-Ret		OfL		Office - Large		Large_Office		Direct Match		Non Res

		February-00		Office - Small - Wall_insul-Ret		Wall_insul-Ret		OfS		Office - Small		Small_Office		Direct Match		Non Res

		February-00		Restaurant - Fast-Food - Wall_insul-Ret		Wall_insul-Ret		RFF		Restaurant - Fast-Food		Misc._Commercial		Approximation		Non Res

		February-00		Restaurant - Sit-Down - Wall_insul-Ret		Wall_insul-Ret		RSD		Restaurant - Sit-Down		Misc._Commercial		Approximation		Non Res

		February-00		Retail - Multistory Large - Wall_insul-Ret		Wall_insul-Ret		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Single-Story Large - Wall_insul-Ret		Wall_insul-Ret		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		February-00		Retail - Small - Wall_insul-Ret		Wall_insul-Ret		RtS		Retail - Small		Small_Retail_Store		Direct Match		Non Res

		February-00		Storage - Conditioned - Wall_insul-Ret		Wall_insul-Ret		SCn		Storage - Conditioned		Misc._Commercial		Approximation		Non Res

		February-00		Storage - Unconditioned - Wall_insul-Ret		Wall_insul-Ret		Sun		Storage - Unconditioned		Misc._Commercial		Approximation		Non Res

		February-00		Transportation - Communication - Utilities - Wall_insul-Ret		Wall_insul-Ret		TCU		Transportation - Communication - Utilities		Trans_Comm_Util		Direct Match		Non Res

		February-00		Warehouse - Refrigerated - Wall_insul-Ret		Wall_insul-Ret		WRf		Warehouse - Refrigerated		Misc._Commercial		Approximation		Non Res

		February-00		Residential Mobile Home - Double-Wide - Wall_insul-Ret		Wall_insul-Ret		DMO		Residential Mobile Home - Double-Wide		Misc._Commercial		Approximation		Non Res

		February-00		Residential Multi-family - Wall_insul-Ret		Wall_insul-Ret		MFM		Residential Multi-family		Misc._Commercial		Approximation		Non Res

		February-00		Residential Single Family - Wall_insul-Ret		Wall_insul-Ret		SFM		Residential Single Family		Misc._Commercial		Approximation		Non Res

		March-00		Agricultural - Window_Tint-Ret		Window_Tint-Ret		Agr		Agricultural		Large_Office		Approximation		Non Res

		March-00		Assembly - Window_Tint-Ret		Window_Tint-Ret		Asm		Assembly		Large_Office		Approximation		Non Res

		March-00		Health/Medical - Clinic - Window_Tint-Ret		Window_Tint-Ret		Cli		Health/Medical - Clinic		Small_Office		Approximation		Non Res

		March-00		Education - Community College - Window_Tint-Ret		Window_Tint-Ret		ECC		Education - Community College		Large_Office		Approximation		Non Res

		March-00		Education - Primary School - Window_Tint-Ret		Window_Tint-Ret		Epr		Education - Primary School		Small_Office		Approximation		Non Res

		March-00		Education - Relocatable Classroom - Window_Tint-Ret		Window_Tint-Ret		ERC		Education - Relocatable Classroom		Small_Office		Approximation		Non Res

		March-00		Education - Secondary School - Window_Tint-Ret		Window_Tint-Ret		Ese		Education - Secondary School		Small_Office		Approximation		Non Res

		March-00		Education - University - Window_Tint-Ret		Window_Tint-Ret		Eun		Education - University		Large_Office		Approximation		Non Res

		March-00		Food Store - Window_Tint-Ret		Window_Tint-Ret		FSt		Food Store		Small_Office		Approximation		Non Res

		March-00		Grocery - Window_Tint-Ret		Window_Tint-Ret		Gro		Grocery		Small_Office		Approximation		Non Res

		March-00		Lodging - Guest Rooms - Window_Tint-Ret		Window_Tint-Ret		GsR		Lodging - Guest Rooms		Small_Office		Approximation		Non Res

		March-00		Health/Medical - Hospital - Window_Tint-Ret		Window_Tint-Ret		Hsp		Health/Medical - Hospital		Large_Office		Approximation		Non Res

		March-00		Lodging - Hotel - Window_Tint-Ret		Window_Tint-Ret		Htl		Lodging - Hotel		Small_Office		Approximation		Non Res

		March-00		Industrial - Window_Tint-Ret		Window_Tint-Ret		Ind		Industrial		Large_Office		Approximation		Non Res

		March-00		Manufacturing - Bio/Tech - Window_Tint-Ret		Window_Tint-Ret		MBT		Manufacturing - Bio/Tech		Large_Office		Approximation		Non Res

		March-00		Misc - Commercial - Window_Tint-Ret		Window_Tint-Ret		MiC		Misc - Commercial		Small_Office		Approximation		Non Res

		March-00		Manufacturing - Light Industrial - Window_Tint-Ret		Window_Tint-Ret		MLI		Manufacturing - Light Industrial		Large_Office		Approximation		Non Res

		March-00		Lodging - Motel - Window_Tint-Ret		Window_Tint-Ret		Mtl		Lodging - Motel		Small_Office		Approximation		Non Res

		March-00		Health/Medical - Nursing Home - Window_Tint-Ret		Window_Tint-Ret		Nrs		Health/Medical - Nursing Home		Small_Office		Approximation		Non Res

		March-00		Office - Large - Window_Tint-Ret		Window_Tint-Ret		OfL		Office - Large		Large_Office		Direct Match		Non Res

		March-00		Office - Small - Window_Tint-Ret		Window_Tint-Ret		OfS		Office - Small		Small_Office		Direct Match		Non Res

		March-00		Restaurant - Fast-Food - Window_Tint-Ret		Window_Tint-Ret		RFF		Restaurant - Fast-Food		Small_Office		Approximation		Non Res

		March-00		Restaurant - Sit-Down - Window_Tint-Ret		Window_Tint-Ret		RSD		Restaurant - Sit-Down		Small_Office		Approximation		Non Res

		March-00		Retail - Multistory Large - Window_Tint-Ret		Window_Tint-Ret		Rt3		Retail - Multistory Large		Large_Office		Approximation		Non Res

		March-00		Retail - Single-Story Large - Window_Tint-Ret		Window_Tint-Ret		RtL		Retail - Single-Story Large		Large_Office		Approximation		Non Res

		March-00		Retail - Small - Window_Tint-Ret		Window_Tint-Ret		RtS		Retail - Small		Small_Office		Approximation		Non Res

		March-00		Storage - Conditioned - Window_Tint-Ret		Window_Tint-Ret		SCn		Storage - Conditioned		Large_Office		Approximation		Non Res

		March-00		Storage - Unconditioned - Window_Tint-Ret		Window_Tint-Ret		Sun		Storage - Unconditioned		Large_Office		Approximation		Non Res

		March-00		Transportation - Communication - Utilities - Window_Tint-Ret		Window_Tint-Ret		TCU		Transportation - Communication - Utilities		Large_Office		Approximation		Non Res

		March-00		Warehouse - Refrigerated - Window_Tint-Ret		Window_Tint-Ret		WRf		Warehouse - Refrigerated		Large_Office		Approximation		Non Res

		March-00		Residential Mobile Home - Double-Wide - Window_Tint-Ret		Window_Tint-Ret		DMO		Residential Mobile Home - Double-Wide		Small_Office		Approximation		Non Res

		March-00		Residential Multi-family - Window_Tint-Ret		Window_Tint-Ret		MFM		Residential Multi-family		Small_Office		Approximation		Non Res

		March-00		Residential Single Family - Window_Tint-Ret		Window_Tint-Ret		SFM		Residential Single Family		Small_Office		Approximation		Non Res

		March-00		Agricultural - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		Agr		Agricultural		Large_Office		Approximation		Non Res

		March-00		Assembly - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		Asm		Assembly		Assembly		Direct Match		Non Res

		March-00		Health/Medical - Clinic - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		Cli		Health/Medical - Clinic		Small_Office		Approximation		Non Res

		March-00		Education - Community College - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		ECC		Education - Community College		College_University		Direct Match		Non Res

		March-00		Education - Primary School - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		Epr		Education - Primary School		School		Direct Match		Non Res

		March-00		Education - Relocatable Classroom - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		ERC		Education - Relocatable Classroom		School		Direct Match		Non Res

		March-00		Education - Secondary School - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		Ese		Education - Secondary School		School		Direct Match		Non Res

		March-00		Education - University - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		Eun		Education - University		College_University		Direct Match		Non Res

		March-00		Food Store - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		FSt		Food Store		Grocery_Store		Approximation		Non Res

		March-00		Grocery - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		Gro		Grocery		Grocery_Store		Direct Match		Non Res

		March-00		Lodging - Guest Rooms - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		GsR		Lodging - Guest Rooms		Hotel_Motel		Approximation		Non Res

		March-00		Health/Medical - Hospital - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		Hsp		Health/Medical - Hospital		Hospital		Direct Match		Non Res

		March-00		Lodging - Hotel - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		Htl		Lodging - Hotel		Hotel_Motel		Direct Match		Non Res

		March-00		Industrial - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		Ind		Industrial		Large_Office		Approximation		Non Res

		March-00		Manufacturing - Bio/Tech - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		MBT		Manufacturing - Bio/Tech		Large_Office		Approximation		Non Res

		March-00		Misc - Commercial - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		MiC		Misc - Commercial		Small_Office		Approximation		Non Res

		March-00		Manufacturing - Light Industrial - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		MLI		Manufacturing - Light Industrial		Large_Office		Approximation		Non Res

		March-00		Lodging - Motel - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		Mtl		Lodging - Motel		Hotel_Motel		Direct Match		Non Res

		March-00		Health/Medical - Nursing Home - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		Nrs		Health/Medical - Nursing Home		Small_Office		Approximation		Non Res

		March-00		Office - Large - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		OfL		Office - Large		Large_Office		Direct Match		Non Res

		March-00		Office - Small - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		OfS		Office - Small		Small_Office		Direct Match		Non Res

		March-00		Restaurant - Fast-Food - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		RFF		Restaurant - Fast-Food		Small_Office		Approximation		Non Res

		March-00		Restaurant - Sit-Down - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		RSD		Restaurant - Sit-Down		Small_Office		Approximation		Non Res

		March-00		Retail - Multistory Large - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		Rt3		Retail - Multistory Large		Large_Retail_Store		Direct Match		Non Res

		March-00		Retail - Single-Story Large - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		RtL		Retail - Single-Story Large		Large_Retail_Store		Direct Match		Non Res

		March-00		Retail - Small - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		RtS		Retail - Small		Small_Office		Approximation		Non Res

		March-00		Storage - Conditioned - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		SCn		Storage - Conditioned		Large_Office		Approximation		Non Res

		March-00		Storage - Unconditioned - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		Sun		Storage - Unconditioned		Large_Office		Approximation		Non Res

		March-00		Transportation - Communication - Utilities - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		TCU		Transportation - Communication - Utilities		Large_Office		Approximation		Non Res

		March-00		Warehouse - Refrigerated - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		WRf		Warehouse - Refrigerated		Large_Office		Approximation		Non Res

		March-00		Residential Mobile Home - Double-Wide - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		DMO		Residential Mobile Home - Double-Wide		Small_Office		Approximation		Non Res

		March-00		Residential Multi-family - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		MFM		Residential Multi-family		Small_Office		Approximation		Non Res

		March-00		Residential Single Family - Wtr_Cool_Chiller-NC		Wtr_Cool_Chiller-NC		SFM		Residential Single Family		Small_Office		Approximation		Non Res





CPUC End Use

		Mapping Table

				MMDB End Uses		Res Regulatory End Use		Nonres Regulatory End Uses

		1		Appliances		Appliances		Other

		2		Audits		Other		Other

		3		Building Envelope		Other		Other

		4		Consumer Electronics		Consumer Electronics		Other

		5		Foodservice		Other		Other

		6		HVAC		HVAC		HVAC

		7		Lighting		Lighting		Lighting

		8		Motors		Other		Other

		9		Office Equipment		Other		Office

		10		Process		Other		Process

		11		Pumping		Pool Pump		Other

		12		Refrigeration		Refrigeration		Refrigeration

		13		Water Heating		Water Heating		Other

		14		Whole Building		Other		Other

		15		Not Necessary/Not Applicable		Other		Other





Cost Multipliers

		Climate Multiplier Table: SWH50

		Climate Zone		Reference City		Material		Installation

		01		Eureka		1.00		1.25

		02		Santa Rosa		1.00		1.42

		03		San Francisco		1.00		1.43

		04		San Jose		1.00		1.43

		05		San Luis Obispo		1.00		1.18

		06		Santa Barbara		1.00		1.18

		07		San Diego		1.00		1.07

		08		Santa Ana		1.00		1.18

		09		Los Angeles		1.00		1.19

		10		Riverside		1.00		1.18

		11		Redding		1.00		1.26

		12		Sacramento		1.00		1.26

		13		Fresno		1.00		1.25

		14		Mojave		1.00		1.16

		15		Palm Springs		1.00		1.18

		16		Susanville		1.00		1.21

		Average				1.000		1.240





MMDB Input - Impact

		General Measure Information

		Filter Information												Paste Group 1																						Paste Group 2

		Measure Name Program		Solution Code		Measure ID Current		PT		BT		CZ		EUL		Life (1st Baseline)		GA kWh Sav (1st Baseline)		G kW Sav (1st Baseline)		M Gas Sav (1st Baseline)		Life (2nd Baseline)		GA kWh Sav (2nd Baseline)		G kW Sav (2nd Baseline)		M Gas Sav (2nd Baseline)		Install Rate		E3 BT		Reg End Use (NonRes)		Reg End Use (Res)		Building Type		For Sorting

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		PM-64745 - REA - MFM - 06		REA		MFM		06		15.0		15.0		361.79		0.04013		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		PM-64745 - REA - MFM - 08		REA		MFM		08		15.0		15.0		355.81		0.03947		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		PM-64745 - REA - MFM - 09		REA		MFM		09		15.0		15.0		355.81		0.03947		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		PM-64745 - REA - MFM - 10		REA		MFM		10		15.0		15.0		355.26		0.03941		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		PM-64745 - REA - MFM - 13		REA		MFM		13		15.0		15.0		354.99		0.03938		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		PM-64745 - REA - MFM - 14		REA		MFM		14		15.0		15.0		359.88		0.03992		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		PM-64745 - REA - MFM - 15		REA		MFM		15		15.0		15.0		321.02		0.03562		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		PM-64745 - REA - MFM - 16		REA		MFM		16		15.0		15.0		390.87		0.04335		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		PM-22452 - REA - MFM - 06		REA		MFM		06		15.0		15.0		575.31		0.06377		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		PM-22452 - REA - MFM - 08		REA		MFM		08		15.0		15.0		567.16		0.06286		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		PM-22452 - REA - MFM - 09		REA		MFM		09		15.0		15.0		567.16		0.06286		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		PM-22452 - REA - MFM - 10		REA		MFM		10		15.0		15.0		567.16		0.06286		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		PM-22452 - REA - MFM - 13		REA		MFM		13		15.0		15.0		566.62		0.06280		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		PM-22452 - REA - MFM - 14		REA		MFM		14		15.0		15.0		573.14		0.06353		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		PM-22452 - REA - MFM - 15		REA		MFM		15		15.0		15.0		520.41		0.05769		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		PM-22452 - REA - MFM - 16		REA		MFM		16		15.0		15.0		614.45		0.06810		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		PM-59789 - REA - MFM - 06		REA		MFM		06		15.0		15.0		23.13		0.00256		14.15909		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		PM-59789 - REA - MFM - 08		REA		MFM		08		15.0		15.0		23.13		0.00256		13.90909		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		PM-59789 - REA - MFM - 09		REA		MFM		09		15.0		15.0		23.13		0.00256		13.90909		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		PM-59789 - REA - MFM - 10		REA		MFM		10		15.0		15.0		23.13		0.00256		13.88636		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		PM-59789 - REA - MFM - 13		REA		MFM		13		15.0		15.0		23.13		0.00256		13.87500		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		PM-59789 - REA - MFM - 14		REA		MFM		14		15.0		15.0		23.13		0.00256		14.07955		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		PM-59789 - REA - MFM - 15		REA		MFM		15		15.0		15.0		23.13		0.00256		12.45455		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		PM-59789 - REA - MFM - 16		REA		MFM		16		15.0		15.0		23.13		0.00256		15.37500		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		PM-35626 - REA - MFM - 06		REA		MFM		06		15.0		15.0		27.91		0.00309		22.88636		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		PM-35626 - REA - MFM - 08		REA		MFM		08		15.0		15.0		27.91		0.00309		22.54545		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		PM-35626 - REA - MFM - 09		REA		MFM		09		15.0		15.0		27.91		0.00309		22.54545		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		PM-35626 - REA - MFM - 10		REA		MFM		10		15.0		15.0		27.91		0.00309		22.54545		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		PM-35626 - REA - MFM - 13		REA		MFM		13		15.0		15.0		27.91		0.00309		22.52273		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		PM-35626 - REA - MFM - 14		REA		MFM		14		15.0		15.0		27.91		0.00309		22.79545		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		PM-35626 - REA - MFM - 15		REA		MFM		15		15.0		15.0		27.91		0.00309		20.59091		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		PM-35626 - REA - MFM - 16		REA		MFM		16		15.0		15.0		27.91		0.00309		24.52273		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		PM-76564 - REA - MFM - 06		REA		MFM		06		15.0		15.0		155.88		0.01734		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		PM-76564 - REA - MFM - 08		REA		MFM		08		15.0		15.0		153.54		0.01708		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		PM-76564 - REA - MFM - 09		REA		MFM		09		15.0		15.0		153.54		0.01708		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		PM-76564 - REA - MFM - 10		REA		MFM		10		15.0		15.0		153.32		0.01706		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		PM-76564 - REA - MFM - 13		REA		MFM		13		15.0		15.0		153.22		0.01705		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		PM-76564 - REA - MFM - 14		REA		MFM		14		15.0		15.0		155.13		0.01726		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		PM-76564 - REA - MFM - 15		REA		MFM		15		15.0		15.0		139.90		0.01557		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		PM-76564 - REA - MFM - 16		REA		MFM		16		15.0		15.0		167.28		0.01860		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		PM-48756 - REA - MFM - 06		REA		MFM		06		15.0		15.0		242.49		0.02693		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		PM-48756 - REA - MFM - 08		REA		MFM		08		15.0		15.0		239.30		0.02658		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		PM-48756 - REA - MFM - 09		REA		MFM		09		15.0		15.0		239.30		0.02658		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		PM-48756 - REA - MFM - 10		REA		MFM		10		15.0		15.0		239.30		0.02658		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		PM-48756 - REA - MFM - 13		REA		MFM		13		15.0		15.0		239.08		0.02655		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		PM-48756 - REA - MFM - 14		REA		MFM		14		15.0		15.0		241.64		0.02684		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		PM-48756 - REA - MFM - 15		REA		MFM		15		15.0		15.0		220.97		0.02455		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		PM-48756 - REA - MFM - 16		REA		MFM		16		15.0		15.0		257.83		0.02863		0.00000		0.00		0.00		0.00000		0.00000		1.00		Residential		Other		Water Heating		Residential Multi-family		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA
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																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4RET

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA

																																										Measure 4REA





MMDB Input - Cost

		General Measure Information

		Filter Information										Paste Group

		Measure Name Program		Solution Code		PT		CZ		Incetive Method		Gross (1st Baseline)		Gross (2nd Baseline)		Incremental		For Sorting

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		6		Direct Install		$0.00		$0.00		$20.13		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		6		Down-Stream Incentive - Deemed		$20.13		$0.00		$20.13		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		8		Direct Install		$0.00		$0.00		$20.14		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		8		Down-Stream Incentive - Deemed		$20.14		$0.00		$20.14		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		9		Direct Install		$0.00		$0.00		$20.14		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		9		Down-Stream Incentive - Deemed		$20.14		$0.00		$20.14		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		10		Direct Install		$0.00		$0.00		$20.13		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		10		Down-Stream Incentive - Deemed		$20.13		$0.00		$20.13		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		13		Direct Install		$0.00		$0.00		$20.23		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		13		Down-Stream Incentive - Deemed		$20.23		$0.00		$20.23		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		14		Direct Install		$0.00		$0.00		$20.11		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		14		Down-Stream Incentive - Deemed		$20.11		$0.00		$20.11		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		15		Direct Install		$0.00		$0.00		$20.13		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		15		Down-Stream Incentive - Deemed		$20.13		$0.00		$20.13		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		16		Direct Install		$0.00		$0.00		$20.18		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 		PM-64745		REA		16		Down-Stream Incentive - Deemed		$20.18		$0.00		$20.18		Demand Control Recirculation Pump Electric Water Heater High Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		6		Direct Install		$0.00		$0.00		$40.27		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		6		Down-Stream Incentive - Deemed		$40.27		$0.00		$40.27		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		8		Direct Install		$0.00		$0.00		$40.27		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		8		Down-Stream Incentive - Deemed		$40.27		$0.00		$40.27		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		9		Direct Install		$0.00		$0.00		$40.28		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		9		Down-Stream Incentive - Deemed		$40.28		$0.00		$40.28		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		10		Direct Install		$0.00		$0.00		$40.27		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		10		Down-Stream Incentive - Deemed		$40.27		$0.00		$40.27		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		13		Direct Install		$0.00		$0.00		$40.46		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		13		Down-Stream Incentive - Deemed		$40.46		$0.00		$40.46		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		14		Direct Install		$0.00		$0.00		$40.21		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		14		Down-Stream Incentive - Deemed		$40.21		$0.00		$40.21		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		15		Direct Install		$0.00		$0.00		$40.27		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		15		Down-Stream Incentive - Deemed		$40.27		$0.00		$40.27		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		16		Direct Install		$0.00		$0.00		$40.35		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 		PM-22452		REA		16		Down-Stream Incentive - Deemed		$40.35		$0.00		$40.35		Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		6		Direct Install		$0.00		$0.00		$20.13		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		6		Down-Stream Incentive - Deemed		$20.13		$0.00		$20.13		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		8		Direct Install		$0.00		$0.00		$20.14		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		8		Down-Stream Incentive - Deemed		$20.14		$0.00		$20.14		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		9		Direct Install		$0.00		$0.00		$20.14		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		9		Down-Stream Incentive - Deemed		$20.14		$0.00		$20.14		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		10		Direct Install		$0.00		$0.00		$20.13		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		10		Down-Stream Incentive - Deemed		$20.13		$0.00		$20.13		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		13		Direct Install		$0.00		$0.00		$20.23		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		13		Down-Stream Incentive - Deemed		$20.23		$0.00		$20.23		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		14		Direct Install		$0.00		$0.00		$20.11		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		14		Down-Stream Incentive - Deemed		$20.11		$0.00		$20.11		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		15		Direct Install		$0.00		$0.00		$20.13		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		15		Down-Stream Incentive - Deemed		$20.13		$0.00		$20.13		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		16		Direct Install		$0.00		$0.00		$20.18		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater High Rise Building		PM-59789		REA		16		Down-Stream Incentive - Deemed		$20.18		$0.00		$20.18		Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		6		Direct Install		$0.00		$0.00		$40.27		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		6		Down-Stream Incentive - Deemed		$40.27		$0.00		$40.27		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		8		Direct Install		$0.00		$0.00		$40.27		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		8		Down-Stream Incentive - Deemed		$40.27		$0.00		$40.27		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		9		Direct Install		$0.00		$0.00		$40.28		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		9		Down-Stream Incentive - Deemed		$40.28		$0.00		$40.28		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		10		Direct Install		$0.00		$0.00		$40.27		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		10		Down-Stream Incentive - Deemed		$40.27		$0.00		$40.27		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		13		Direct Install		$0.00		$0.00		$40.46		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		13		Down-Stream Incentive - Deemed		$40.46		$0.00		$40.46		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		14		Direct Install		$0.00		$0.00		$40.21		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		14		Down-Stream Incentive - Deemed		$40.21		$0.00		$40.21		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		15		Direct Install		$0.00		$0.00		$40.27		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		15		Down-Stream Incentive - Deemed		$40.27		$0.00		$40.27		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		16		Direct Install		$0.00		$0.00		$40.35		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building		PM-35626		REA		16		Down-Stream Incentive - Deemed		$40.35		$0.00		$40.35		Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		6		Direct Install		$0.00		$0.00		$20.13		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		6		Down-Stream Incentive - Deemed		$20.13		$0.00		$20.13		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		8		Direct Install		$0.00		$0.00		$20.14		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		8		Down-Stream Incentive - Deemed		$20.14		$0.00		$20.14		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		9		Direct Install		$0.00		$0.00		$20.14		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		9		Down-Stream Incentive - Deemed		$20.14		$0.00		$20.14		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		10		Direct Install		$0.00		$0.00		$20.13		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		10		Down-Stream Incentive - Deemed		$20.13		$0.00		$20.13		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		13		Direct Install		$0.00		$0.00		$20.23		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		13		Down-Stream Incentive - Deemed		$20.23		$0.00		$20.23		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		14		Direct Install		$0.00		$0.00		$20.11		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		14		Down-Stream Incentive - Deemed		$20.11		$0.00		$20.11		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		15		Direct Install		$0.00		$0.00		$20.13		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		15		Down-Stream Incentive - Deemed		$20.13		$0.00		$20.13		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		16		Direct Install		$0.00		$0.00		$20.18		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building		PM-76564		REA		16		Down-Stream Incentive - Deemed		$20.18		$0.00		$20.18		Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		6		Direct Install		$0.00		$0.00		$40.27		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		6		Down-Stream Incentive - Deemed		$40.27		$0.00		$40.27		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		8		Direct Install		$0.00		$0.00		$40.27		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		8		Down-Stream Incentive - Deemed		$40.27		$0.00		$40.27		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		9		Direct Install		$0.00		$0.00		$40.28		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		9		Down-Stream Incentive - Deemed		$40.28		$0.00		$40.28		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		10		Direct Install		$0.00		$0.00		$40.27		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		10		Down-Stream Incentive - Deemed		$40.27		$0.00		$40.27		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		13		Direct Install		$0.00		$0.00		$40.46		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		13		Down-Stream Incentive - Deemed		$40.46		$0.00		$40.46		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		14		Direct Install		$0.00		$0.00		$40.21		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		14		Down-Stream Incentive - Deemed		$40.21		$0.00		$40.21		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		15		Direct Install		$0.00		$0.00		$40.27		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		15		Down-Stream Incentive - Deemed		$40.27		$0.00		$40.27		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		16		Direct Install		$0.00		$0.00		$40.35		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 		PM-48756		REA		16		Down-Stream Incentive - Deemed		$40.35		$0.00		$40.35		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA





CFL IE v2.0

		Vlookup Tabs		SCE Syntax on building Name		vlookup CZ		VersionSrc		Technology		BldgVint		BldgType		BldgLoc		BldgHVAC		IOU		kWh/kWh		kW/kW		therm/kWh		Coincidence Diversity		Operating Hours		IOU		kWh/kWh		kW/kW		therm/kWh		Coincidence Diversity		Operating Hours		IOU		kWh/kWh		kW/kW		therm/kWh		Coincidence Diversity		Operating Hours						PGE Lookup		SCE Lookup		SDG Lookup

		Residential Mobile Home - Double-Wide - 01		Residential Mobile Home - Double-Wide		01		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ01		Wtd		PGE		0.96		1.07		-0.0261		0.049		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGEDMoExCZ01		Res-Indoor-CFLSCEDMoExCZ01		Res-Indoor-CFLSDGDMoExCZ01

		Residential Mobile Home - Double-Wide - 02		Residential Mobile Home - Double-Wide		02		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ02		Wtd		PGE		1.09		1.77		-0.0211		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGEDMoExCZ02		Res-Indoor-CFLSCEDMoExCZ02		Res-Indoor-CFLSDGDMoExCZ02

		Residential Mobile Home - Double-Wide - 03		Residential Mobile Home - Double-Wide		03		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ03		Wtd		PGE		1.03		1.46		-0.022		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGEDMoExCZ03		Res-Indoor-CFLSCEDMoExCZ03		Res-Indoor-CFLSDGDMoExCZ03

		Residential Mobile Home - Double-Wide - 04		Residential Mobile Home - Double-Wide		04		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ04		Wtd		PGE		1.12		1.59		-0.019		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGEDMoExCZ04		Res-Indoor-CFLSCEDMoExCZ04		Res-Indoor-CFLSDGDMoExCZ04

		Residential Mobile Home - Double-Wide - 05		Residential Mobile Home - Double-Wide		05		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ05		Wtd		PGE		0.97		1.12		-0.025		0.047		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGEDMoExCZ05		Res-Indoor-CFLSCEDMoExCZ05		Res-Indoor-CFLSDGDMoExCZ05

		Residential Mobile Home - Double-Wide - 06		Residential Mobile Home - Double-Wide		06		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.04		1.18		-0.016		0.043		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGEDMoExCZ06		Res-Indoor-CFLSCEDMoExCZ06		Res-Indoor-CFLSDGDMoExCZ06

		Residential Mobile Home - Double-Wide - 07		Residential Mobile Home - Double-Wide		07		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.03		1.21		-0.015		0.047		541						Res-Indoor-CFLPGEDMoExCZ07		Res-Indoor-CFLSCEDMoExCZ07		Res-Indoor-CFLSDGDMoExCZ07

		Residential Mobile Home - Double-Wide - 08		Residential Mobile Home - Double-Wide		08		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.21		1.57		-0.016		0.047		541		SDG		1.15		1.44		-0.015		0.047		541						Res-Indoor-CFLPGEDMoExCZ08		Res-Indoor-CFLSCEDMoExCZ08		Res-Indoor-CFLSDGDMoExCZ08

		Residential Mobile Home - Double-Wide - 09		Residential Mobile Home - Double-Wide		09		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.62		-0.017		0.045		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGEDMoExCZ09		Res-Indoor-CFLSCEDMoExCZ09		Res-Indoor-CFLSDGDMoExCZ09

		Residential Mobile Home - Double-Wide - 10		Residential Mobile Home - Double-Wide		10		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.24		1.8		-0.015		0.043		541		SDG		1.2		1.67		-0.015		0.043		541						Res-Indoor-CFLPGEDMoExCZ10		Res-Indoor-CFLSCEDMoExCZ10		Res-Indoor-CFLSDGDMoExCZ10

		Residential Mobile Home - Double-Wide - 11		Residential Mobile Home - Double-Wide		11		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ11		Wtd		PGE		1.15		1.75		-0.022		0.044		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGEDMoExCZ11		Res-Indoor-CFLSCEDMoExCZ11		Res-Indoor-CFLSDGDMoExCZ11

		Residential Mobile Home - Double-Wide - 12		Residential Mobile Home - Double-Wide		12		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ12		Wtd		PGE		1.14		1.79		-0.02		0.045		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGEDMoExCZ12		Res-Indoor-CFLSCEDMoExCZ12		Res-Indoor-CFLSDGDMoExCZ12

		Residential Mobile Home - Double-Wide - 13		Residential Mobile Home - Double-Wide		13		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ13		Wtd		PGE		1.19		1.76		-0.018		0.045		541		SCE		1.21		1.82		-0.018		0.045		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGEDMoExCZ13		Res-Indoor-CFLSCEDMoExCZ13		Res-Indoor-CFLSDGDMoExCZ13

		Residential Mobile Home - Double-Wide - 14		Residential Mobile Home - Double-Wide		14		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.23		1.6		-0.018		0.043		541		SDG		1.02		1.12		-0.017		0.043		541						Res-Indoor-CFLPGEDMoExCZ14		Res-Indoor-CFLSCEDMoExCZ14		Res-Indoor-CFLSDGDMoExCZ14

		Residential Mobile Home - Double-Wide - 15		Residential Mobile Home - Double-Wide		15		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.35		1.65		-0.011		0.044		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGEDMoExCZ15		Res-Indoor-CFLSCEDMoExCZ15		Res-Indoor-CFLSDGDMoExCZ15

		Residential Mobile Home - Double-Wide - 16		Residential Mobile Home - Double-Wide		16		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ16		Wtd		PGE		1		1.4		-0.0311		0.045		541		SCE		1.05		1.68		-0.0311		0.045		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGEDMoExCZ16		Res-Indoor-CFLSCEDMoExCZ16		Res-Indoor-CFLSDGDMoExCZ16

		Residential Mobile Home - Double-Wide - 17		Residential Mobile Home - Double-Wide		17		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		IOU		Wtd		PGE		1.11		1.66		-0.0214		0.0444		541		SCE		1.18		1.61		-0.0173		0.0442		541		SDG		1.11		1.42		-0.015		0.0451		541						Res-Indoor-CFLPGEDMoExIOU		Res-Indoor-CFLSCEDMoExIOU		Res-Indoor-CFLSDGDMoExIOU

		Residential Multi-Family - 01		Residential Multi-Family		01		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ01		Wtd		PGE		0.92		1.01		-0.027		0.049		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGEMFmExCZ01		Res-Indoor-CFLSCEMFmExCZ01		Res-Indoor-CFLSDGMFmExCZ01

		Residential Multi-Family - 02		Residential Multi-Family		02		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ02		Wtd		PGE		0.97		1.22		-0.0211		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGEMFmExCZ02		Res-Indoor-CFLSCEMFmExCZ02		Res-Indoor-CFLSDGMFmExCZ02

		Residential Multi-Family - 03		Residential Multi-Family		03		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ03		Wtd		PGE		0.94		1.03		-0.0229		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGEMFmExCZ03		Res-Indoor-CFLSCEMFmExCZ03		Res-Indoor-CFLSDGMFmExCZ03

		Residential Multi-Family - 04		Residential Multi-Family		04		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ04		Wtd		PGE		0.99		1.21		-0.019		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGEMFmExCZ04		Res-Indoor-CFLSCEMFmExCZ04		Res-Indoor-CFLSDGMFmExCZ04

		Residential Multi-Family - 05		Residential Multi-Family		05		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ05		Wtd		PGE		0.96		1.06		-0.022		0.047		541		SCE		1		1.01		-0.0261		0.047		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGEMFmExCZ05		Res-Indoor-CFLSCEMFmExCZ05		Res-Indoor-CFLSDGMFmExCZ05

		Residential Multi-Family - 06		Residential Multi-Family		06		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1		1.12		-0.017		0.043		541		SDG		1.01		1.13		-0.017		0.043		541						Res-Indoor-CFLPGEMFmExCZ06		Res-Indoor-CFLSCEMFmExCZ06		Res-Indoor-CFLSDGMFmExCZ06

		Residential Multi-Family - 07		Residential Multi-Family		07		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1		1.13		-0.014		0.047		541						Res-Indoor-CFLPGEMFmExCZ07		Res-Indoor-CFLSCEMFmExCZ07		Res-Indoor-CFLSDGMFmExCZ07

		Residential Multi-Family - 08		Residential Multi-Family		08		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.04		1.26		-0.014		0.047		541		SDG		1.07		1.34		-0.013		0.047		541						Res-Indoor-CFLPGEMFmExCZ08		Res-Indoor-CFLSCEMFmExCZ08		Res-Indoor-CFLSDGMFmExCZ08

		Residential Multi-Family - 09		Residential Multi-Family		09		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.4		-0.014		0.045		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGEMFmExCZ09		Res-Indoor-CFLSCEMFmExCZ09		Res-Indoor-CFLSDGMFmExCZ09

		Residential Multi-Family - 10		Residential Multi-Family		10		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.5		-0.015		0.043		541		SDG		1.06		1.45		-0.015		0.043		541						Res-Indoor-CFLPGEMFmExCZ10		Res-Indoor-CFLSCEMFmExCZ10		Res-Indoor-CFLSDGMFmExCZ10

		Residential Multi-Family - 11		Residential Multi-Family		11		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ11		Wtd		PGE		1.08		1.55		-0.018		0.044		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGEMFmExCZ11		Res-Indoor-CFLSCEMFmExCZ11		Res-Indoor-CFLSDGMFmExCZ11

		Residential Multi-Family - 12		Residential Multi-Family		12		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ12		Wtd		PGE		1.04		1.48		-0.02		0.045		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGEMFmExCZ12		Res-Indoor-CFLSCEMFmExCZ12		Res-Indoor-CFLSDGMFmExCZ12

		Residential Multi-Family - 13		Residential Multi-Family		13		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ13		Wtd		PGE		1.1		1.44		-0.017		0.045		541		SCE		1.1		1.41		-0.016		0.045		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGEMFmExCZ13		Res-Indoor-CFLSCEMFmExCZ13		Res-Indoor-CFLSDGMFmExCZ13

		Residential Multi-Family - 14		Residential Multi-Family		14		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.44		-0.017		0.043		541		SDG		1.13		1.42		-0.017		0.043		541						Res-Indoor-CFLPGEMFmExCZ14		Res-Indoor-CFLSCEMFmExCZ14		Res-Indoor-CFLSDGMFmExCZ14

		Residential Multi-Family - 15		Residential Multi-Family		15		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.22		1.45		-0.0086		0.044		541		SDG		1.22		1.45		-0.00889		0.044		541						Res-Indoor-CFLPGEMFmExCZ15		Res-Indoor-CFLSCEMFmExCZ15		Res-Indoor-CFLSDGMFmExCZ15

		Residential Multi-Family - 16		Residential Multi-Family		16		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ16		Wtd		PGE		1		1.31		-0.024		0.045		541		SCE		1		1.35		-0.024		0.045		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGEMFmExCZ16		Res-Indoor-CFLSCEMFmExCZ16		Res-Indoor-CFLSDGMFmExCZ16

		Residential Multi-Family - 17		Residential Multi-Family		17		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		IOU		Wtd		PGE		0.99		1.21		-0.0209		0.0437		541		SCE		1.05		1.28		-0.0151		0.0446		541		SDG		1.02		1.2		-0.0143		0.046		541						Res-Indoor-CFLPGEMFmExIOU		Res-Indoor-CFLSCEMFmExIOU		Res-Indoor-CFLSDGMFmExIOU

		Residential Single Family - 01		Residential Single Family		01		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ01		Wtd		PGE		0.97		1.01		-0.0311		0.049		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ01		Res-Indoor-CFLSCESFmExCZ01		Res-Indoor-CFLSDGSFmExCZ01

		Residential Single Family - 02		Residential Single Family		02		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ02		Wtd		PGE		0.99		1.26		-0.027		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ02		Res-Indoor-CFLSCESFmExCZ02		Res-Indoor-CFLSDGSFmExCZ02

		Residential Single Family - 03		Residential Single Family		03		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ03		Wtd		PGE		0.97		1.08		-0.0311		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ03		Res-Indoor-CFLSCESFmExCZ03		Res-Indoor-CFLSDGSFmExCZ03

		Residential Single Family - 04		Residential Single Family		04		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ04		Wtd		PGE		1.02		1.35		-0.024		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ04		Res-Indoor-CFLSCESFmExCZ04		Res-Indoor-CFLSDGSFmExCZ04

		Residential Single Family - 05		Residential Single Family		05		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ05		Wtd		PGE		0.97		1.08		-0.0331		0.047		541		SCE		0.98		1.12		-0.032		0.047		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ05		Res-Indoor-CFLSCESFmExCZ05		Res-Indoor-CFLSDGSFmExCZ05

		Residential Single Family - 06		Residential Single Family		06		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.02		1.19		-0.022		0.043		541		SDG		1.03		1.19		-0.022		0.043		541						Res-Indoor-CFLPGESFmExCZ06		Res-Indoor-CFLSCESFmExCZ06		Res-Indoor-CFLSDGSFmExCZ06

		Residential Single Family - 07		Residential Single Family		07		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.02		1.11		-0.018		0.047		541						Res-Indoor-CFLPGESFmExCZ07		Res-Indoor-CFLSCESFmExCZ07		Res-Indoor-CFLSDGSFmExCZ07

		Residential Single Family - 08		Residential Single Family		08		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.05		1.26		-0.018		0.047		541		SDG		1.08		1.42		-0.019		0.047		541						Res-Indoor-CFLPGESFmExCZ08		Res-Indoor-CFLSCESFmExCZ08		Res-Indoor-CFLSDGSFmExCZ08

		Residential Single Family - 09		Residential Single Family		09		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.49		-0.0211		0.045		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ09		Res-Indoor-CFLSCESFmExCZ09		Res-Indoor-CFLSDGSFmExCZ09

		Residential Single Family - 10		Residential Single Family		10		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.64		-0.0211		0.043		541		SDG		1.07		1.49		-0.0211		0.043		541						Res-Indoor-CFLPGESFmExCZ10		Res-Indoor-CFLSCESFmExCZ10		Res-Indoor-CFLSDGSFmExCZ10

		Residential Single Family - 11		Residential Single Family		11		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ11		Wtd		PGE		1.09		1.6		-0.024		0.044		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ11		Res-Indoor-CFLSCESFmExCZ11		Res-Indoor-CFLSDGSFmExCZ11

		Residential Single Family - 12		Residential Single Family		12		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ12		Wtd		PGE		1.06		1.53		-0.025		0.045		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ12		Res-Indoor-CFLSCESFmExCZ12		Res-Indoor-CFLSDGSFmExCZ12

		Residential Single Family - 13		Residential Single Family		13		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ13		Wtd		PGE		1.11		1.56		-0.022		0.045		541		SCE		1.11		1.56		-0.022		0.045		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ13		Res-Indoor-CFLSCESFmExCZ13		Res-Indoor-CFLSDGSFmExCZ13

		Residential Single Family - 14		Residential Single Family		14		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.47		-0.025		0.043		541		SDG		1.09		1.36		-0.0229		0.043		541						Res-Indoor-CFLPGESFmExCZ14		Res-Indoor-CFLSCESFmExCZ14		Res-Indoor-CFLSDGSFmExCZ14

		Residential Single Family - 15		Residential Single Family		15		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.21		1.63		-0.014		0.044		541		SDG		1.21		1.68		-0.013		0.044		541						Res-Indoor-CFLPGESFmExCZ15		Res-Indoor-CFLSCESFmExCZ15		Res-Indoor-CFLSDGSFmExCZ15

		Residential Single Family - 16		Residential Single Family		16		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ16		Wtd		PGE		1		1.35		-0.036		0.045		541		SCE		1.01		1.41		-0.036		0.045		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ16		Res-Indoor-CFLSCESFmExCZ16		Res-Indoor-CFLSDGSFmExCZ16

		Residential Single Family - 17		Residential Single Family		17		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		IOU		Wtd		PGE		1.03		1.36		-0.0266		0.0441		541		SCE		1.08		1.42		-0.0214		0.0445		541		SDG		1.04		1.23		-0.0192		0.0454		541						Res-Indoor-CFLPGESFmExIOU		Res-Indoor-CFLSCESFmExIOU		Res-Indoor-CFLSDGSFmExIOU

		Residential Weighted - 17		Residential Weighted		17		DO8 v3.02		Res-Indoor-CFL		Ex		Res		IOU		Wtd		PGE		1.02		1.33		-0.0248		0.044		541		SCE		1.07		1.39		-0.0196		0.0445		541		SDG		1.04		1.23		-0.0175		0.0456		541						Res-Indoor-CFLPGEResExIOU		Res-Indoor-CFLSCEResExIOU		Res-Indoor-CFLSDGResExIOU

		Agricultural - 01		Agricultural		01		DO8 v3.02		Com-Indoor-CFL		Ex		Agr		CZ01		Wtd		PGE		1.004		1.065		-0.003758		0.6661		2710		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAgrExCZ01		Com-Indoor-CFLSCEAgrExCZ01		Com-Indoor-CFLSDGAgrExCZ01

		Agricultural - 02		Agricultural		02		DO8 v3.02		Com-Indoor-CFL		Ex		Agr		CZ02		Wtd		PGE		1.026		1.081		-0.002465		0.6661		2710		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAgrExCZ02		Com-Indoor-CFLSCEAgrExCZ02		Com-Indoor-CFLSDGAgrExCZ02

		Agricultural - 03		Agricultural		03		DO8 v3.02		Com-Indoor-CFL		Ex		Agr		CZ03		Wtd		PGE		1.026		1.087		-0.00202		0.6661		2710		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAgrExCZ03		Com-Indoor-CFLSCEAgrExCZ03		Com-Indoor-CFLSDGAgrExCZ03

		Agricultural - 04		Agricultural		04		DO8 v3.02		Com-Indoor-CFL		Ex		Agr		CZ04		Wtd		PGE		1.032		1.087		-0.001924		0.6661		2710		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAgrExCZ04		Com-Indoor-CFLSCEAgrExCZ04		Com-Indoor-CFLSDGAgrExCZ04

		Agricultural - 05		Agricultural		05		DO8 v3.02		Com-Indoor-CFL		Ex		Agr		CZ05		Wtd		PGE		1.032		1.081		-0.00144		0.6661		2710		SCE		1.048		1.107		-0.00142		0.6661		2710		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAgrExCZ05		Com-Indoor-CFLSCEAgrExCZ05		Com-Indoor-CFLSDGAgrExCZ05

		Agricultural - 06		Agricultural		06		DO8 v3.02		Com-Indoor-CFL		Ex		Agr		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.059		1.104		-0.00076		0.6661		2710		SDG		1.047		1.104		-0.000851		0.6661		2710						Com-Indoor-CFLPGEAgrExCZ06		Com-Indoor-CFLSCEAgrExCZ06		Com-Indoor-CFLSDGAgrExCZ06

		Agricultural - 07		Agricultural		07		DO8 v3.02		Com-Indoor-CFL		Ex		Agr		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.052		1.105		-0.0005559		0.6661		2710						Com-Indoor-CFLPGEAgrExCZ07		Com-Indoor-CFLSCEAgrExCZ07		Com-Indoor-CFLSDGAgrExCZ07

		Agricultural - 08		Agricultural		08		DO8 v3.02		Com-Indoor-CFL		Ex		Agr		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.068		1.109		-0.00065		0.6661		2710		SDG		1.056		1.108		-0.000735		0.6661		2710						Com-Indoor-CFLPGEAgrExCZ08		Com-Indoor-CFLSCEAgrExCZ08		Com-Indoor-CFLSDGAgrExCZ08

		Agricultural - 09		Agricultural		09		DO8 v3.02		Com-Indoor-CFL		Ex		Agr		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.068		1.116		-0.00057		0.6661		2710		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAgrExCZ09		Com-Indoor-CFLSCEAgrExCZ09		Com-Indoor-CFLSDGAgrExCZ09

		Agricultural - 10		Agricultural		10		DO8 v3.02		Com-Indoor-CFL		Ex		Agr		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.05		1.104		-0.00076		0.6661		2710		SDG		1.06		1.107		-0.0007091		0.6661		2710						Com-Indoor-CFLPGEAgrExCZ10		Com-Indoor-CFLSCEAgrExCZ10		Com-Indoor-CFLSDGAgrExCZ10

		Agricultural - 11		Agricultural		11		DO8 v3.02		Com-Indoor-CFL		Ex		Agr		CZ11		Wtd		PGE		1.022		1.088		-0.00296		0.6661		2710		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAgrExCZ11		Com-Indoor-CFLSCEAgrExCZ11		Com-Indoor-CFLSDGAgrExCZ11

		Agricultural - 12		Agricultural		12		DO8 v3.02		Com-Indoor-CFL		Ex		Agr		CZ12		Wtd		PGE		1.027		1.087		-0.002651		0.6661		2710		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAgrExCZ12		Com-Indoor-CFLSCEAgrExCZ12		Com-Indoor-CFLSDGAgrExCZ12

		Agricultural - 13		Agricultural		13		DO8 v3.02		Com-Indoor-CFL		Ex		Agr		CZ13		Wtd		PGE		1.037		1.088		-0.002088		0.6661		2710		SCE		1.045		1.115		-0.00211		0.6661		2710		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAgrExCZ13		Com-Indoor-CFLSCEAgrExCZ13		Com-Indoor-CFLSDGAgrExCZ13

		Agricultural - 14		Agricultural		14		DO8 v3.02		Com-Indoor-CFL		Ex		Agr		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.039		1.113		-0.0025		0.6661		2710		SDG		1.04		1.112		-0.002606		0.6661		2710						Com-Indoor-CFLPGEAgrExCZ14		Com-Indoor-CFLSCEAgrExCZ14		Com-Indoor-CFLSDGAgrExCZ14

		Agricultural - 15		Agricultural		15		DO8 v3.02		Com-Indoor-CFL		Ex		Agr		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.076		1.099		-0.0003562		0.6661		2710		SDG		1.085		1.106		-0.000331		0.6661		2710						Com-Indoor-CFLPGEAgrExCZ15		Com-Indoor-CFLSCEAgrExCZ15		Com-Indoor-CFLSDGAgrExCZ15

		Agricultural - 16		Agricultural		16		DO8 v3.02		Com-Indoor-CFL		Ex		Agr		CZ16		Wtd		PGE		0.991		1.083		-0.005649		0.6661		2710		SCE		0.992		1.104		-0.005579		0.6661		2710		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAgrExCZ16		Com-Indoor-CFLSCEAgrExCZ16		Com-Indoor-CFLSDGAgrExCZ16

		Agricultural - 17		Agricultural		17		DO8 v3.02		Com-Indoor-CFL		Ex		Agr		IOU		Wtd		PGE		1.027		1.087		-0.002257		0.6661		2710		SCE		1.059		1.109		-0.000878		0.6661		2710		SDG		1.056		1.105		-0.0006273		0.6661		2710						Com-Indoor-CFLPGEAgrExIOU		Com-Indoor-CFLSCEAgrExIOU		Com-Indoor-CFLSDGAgrExIOU

		Assembly - 01		Assembly		01		DO8 v3.02		Com-Indoor-CFL		Ex		Asm		CZ01		Wtd		PGE		0.98		1.11		-0.014		0.409		2300		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAsmExCZ01		Com-Indoor-CFLSCEAsmExCZ01		Com-Indoor-CFLSDGAsmExCZ01

		Assembly - 02		Assembly		02		DO8 v3.02		Com-Indoor-CFL		Ex		Asm		CZ02		Wtd		PGE		1.03		1.16		-0.00978		0.409		2300		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAsmExCZ02		Com-Indoor-CFLSCEAsmExCZ02		Com-Indoor-CFLSDGAsmExCZ02

		Assembly - 03		Assembly		03		DO8 v3.02		Com-Indoor-CFL		Ex		Asm		CZ03		Wtd		PGE		1.04		1.17		-0.00939		0.409		2300		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAsmExCZ03		Com-Indoor-CFLSCEAsmExCZ03		Com-Indoor-CFLSDGAsmExCZ03

		Assembly - 04		Assembly		04		DO8 v3.02		Com-Indoor-CFL		Ex		Asm		CZ04		Wtd		PGE		1.06		1.18		-0.00809		0.409		2300		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAsmExCZ04		Com-Indoor-CFLSCEAsmExCZ04		Com-Indoor-CFLSDGAsmExCZ04

		Assembly - 05		Assembly		05		DO8 v3.02		Com-Indoor-CFL		Ex		Asm		CZ05		Wtd		PGE		1.05		1.14		-0.0077		0.409		2300		SCE		1.08		1.19		-0.00748		0.409		2300		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAsmExCZ05		Com-Indoor-CFLSCEAsmExCZ05		Com-Indoor-CFLSDGAsmExCZ05

		Assembly - 06		Assembly		06		DO8 v3.02		Com-Indoor-CFL		Ex		Asm		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.23		-0.00522		0.409		2300		SDG		1.1		1.23		-0.0057		0.409		2300						Com-Indoor-CFLPGEAsmExCZ06		Com-Indoor-CFLSCEAsmExCZ06		Com-Indoor-CFLSDGAsmExCZ06

		Assembly - 07		Assembly		07		DO8 v3.02		Com-Indoor-CFL		Ex		Asm		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.1		1.25		-0.0038		0.409		2300						Com-Indoor-CFLPGEAsmExCZ07		Com-Indoor-CFLSCEAsmExCZ07		Com-Indoor-CFLSDGAsmExCZ07

		Assembly - 08		Assembly		08		DO8 v3.02		Com-Indoor-CFL		Ex		Asm		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.23		-0.0041		0.409		2300		SDG		1.11		1.23		-0.00461		0.409		2300						Com-Indoor-CFLPGEAsmExCZ08		Com-Indoor-CFLSCEAsmExCZ08		Com-Indoor-CFLSDGAsmExCZ08

		Assembly - 09		Assembly		09		DO8 v3.02		Com-Indoor-CFL		Ex		Asm		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.25		-0.0038		0.409		2300		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAsmExCZ09		Com-Indoor-CFLSCEAsmExCZ09		Com-Indoor-CFLSDGAsmExCZ09

		Assembly - 10		Assembly		10		DO8 v3.02		Com-Indoor-CFL		Ex		Asm		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.09		-0.00478		0.409		2300		SDG		1.1		1.1		-0.00509		0.409		2300						Com-Indoor-CFLPGEAsmExCZ10		Com-Indoor-CFLSCEAsmExCZ10		Com-Indoor-CFLSDGAsmExCZ10

		Assembly - 11		Assembly		11		DO8 v3.02		Com-Indoor-CFL		Ex		Asm		CZ11		Wtd		PGE		1.04		1.17		-0.00878		0.409		2300		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAsmExCZ11		Com-Indoor-CFLSCEAsmExCZ11		Com-Indoor-CFLSDGAsmExCZ11

		Assembly - 12		Assembly		12		DO8 v3.02		Com-Indoor-CFL		Ex		Asm		CZ12		Wtd		PGE		1.04		1.17		-0.00878		0.409		2300		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAsmExCZ12		Com-Indoor-CFLSCEAsmExCZ12		Com-Indoor-CFLSDGAsmExCZ12

		Assembly - 13		Assembly		13		DO8 v3.02		Com-Indoor-CFL		Ex		Asm		CZ13		Wtd		PGE		1.07		1.16		-0.00709		0.409		2300		SCE		1.09		1.2		-0.00709		0.409		2300		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAsmExCZ13		Com-Indoor-CFLSCEAsmExCZ13		Com-Indoor-CFLSDGAsmExCZ13

		Assembly - 14		Assembly		14		DO8 v3.02		Com-Indoor-CFL		Ex		Asm		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.08		1.14		-0.00791		0.409		2300		SDG		1.07		1.14		-0.00848		0.409		2300						Com-Indoor-CFLPGEAsmExCZ14		Com-Indoor-CFLSCEAsmExCZ14		Com-Indoor-CFLSDGAsmExCZ14

		Assembly - 15		Assembly		15		DO8 v3.02		Com-Indoor-CFL		Ex		Asm		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.2		1.18		-0.0018		0.409		2300		SDG		1.22		1.19		-0.0019		0.409		2300						Com-Indoor-CFLPGEAsmExCZ15		Com-Indoor-CFLSCEAsmExCZ15		Com-Indoor-CFLSDGAsmExCZ15

		Assembly - 16		Assembly		16		DO8 v3.02		Com-Indoor-CFL		Ex		Asm		CZ16		Wtd		PGE		0.97		1.08		-0.014		0.409		2300		SCE		0.98		1.09		-0.014		0.409		2300		SDG		0		0		0		0		0						Com-Indoor-CFLPGEAsmExCZ16		Com-Indoor-CFLSCEAsmExCZ16		Com-Indoor-CFLSDGAsmExCZ16

		Assembly - 17		Assembly		17		DO8 v3.02		Com-Indoor-CFL		Ex		Asm		IOU		Wtd		PGE		1.04		1.17		-0.00878		0.409		2300		SCE		1.11		1.2		-0.0047		0.409		2300		SDG		1.1		1.2		-0.00431		0.409		2300						Com-Indoor-CFLPGEAsmExIOU		Com-Indoor-CFLSCEAsmExIOU		Com-Indoor-CFLSDGAsmExIOU

		Education - Community College - 01		Education - Community College		01		DO8 v3.02		Com-Indoor-CFL		Ex		ECC		CZ01		Wtd		PGE		1.05		1.2		-0.017		0.647		2420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEECCExCZ01		Com-Indoor-CFLSCEECCExCZ01		Com-Indoor-CFLSDGECCExCZ01

		Education - Community College - 02		Education - Community College		02		DO8 v3.02		Com-Indoor-CFL		Ex		ECC		CZ02		Wtd		PGE		1.09		1.3		-0.012		0.42		2420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEECCExCZ02		Com-Indoor-CFLSCEECCExCZ02		Com-Indoor-CFLSDGECCExCZ02

		Education - Community College - 03		Education - Community College		03		DO8 v3.02		Com-Indoor-CFL		Ex		ECC		CZ03		Wtd		PGE		1.1		1.25		-0.011		0.487		2420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEECCExCZ03		Com-Indoor-CFLSCEECCExCZ03		Com-Indoor-CFLSDGECCExCZ03

		Education - Community College - 04		Education - Community College		04		DO8 v3.02		Com-Indoor-CFL		Ex		ECC		CZ04		Wtd		PGE		1.11		1.3		-0.01		0.487		2420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEECCExCZ04		Com-Indoor-CFLSCEECCExCZ04		Com-Indoor-CFLSDGECCExCZ04

		Education - Community College - 05		Education - Community College		05		DO8 v3.02		Com-Indoor-CFL		Ex		ECC		CZ05		Wtd		PGE		1.11		1.27		-0.00992		0.806		2420		SCE		1.12		1.27		-0.00921		0.806		2420		SDG		0		0		0		0		0						Com-Indoor-CFLPGEECCExCZ05		Com-Indoor-CFLSCEECCExCZ05		Com-Indoor-CFLSDGECCExCZ05

		Education - Community College - 06		Education - Community College		06		DO8 v3.02		Com-Indoor-CFL		Ex		ECC		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.25		-0.00579		0.487		2420		SDG		1.12		1.22		-0.00591		0.487		2420						Com-Indoor-CFLPGEECCExCZ06		Com-Indoor-CFLSCEECCExCZ06		Com-Indoor-CFLSDGECCExCZ06

		Education - Community College - 07		Education - Community College		07		DO8 v3.02		Com-Indoor-CFL		Ex		ECC		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.14		1.27		-0.00471		0.806		2420						Com-Indoor-CFLPGEECCExCZ07		Com-Indoor-CFLSCEECCExCZ07		Com-Indoor-CFLSDGECCExCZ07

		Education - Community College - 08		Education - Community College		08		DO8 v3.02		Com-Indoor-CFL		Ex		ECC		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.28		-0.00492		0.806		2420		SDG		1.14		1.27		-0.00508		0.806		2420						Com-Indoor-CFLPGEECCExCZ08		Com-Indoor-CFLSCEECCExCZ08		Com-Indoor-CFLSDGECCExCZ08

		Education - Community College - 09		Education - Community College		09		DO8 v3.02		Com-Indoor-CFL		Ex		ECC		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.31		-0.00508		0.487		2420		SDG		0		0		0		0		0						Com-Indoor-CFLPGEECCExCZ09		Com-Indoor-CFLSCEECCExCZ09		Com-Indoor-CFLSDGECCExCZ09

		Education - Community College - 10		Education - Community College		10		DO8 v3.02		Com-Indoor-CFL		Ex		ECC		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.3		-0.005		0.487		2420		SDG		1.13		1.28		-0.0055		0.487		2420						Com-Indoor-CFLPGEECCExCZ10		Com-Indoor-CFLSCEECCExCZ10		Com-Indoor-CFLSDGECCExCZ10

		Education - Community College - 11		Education - Community College		11		DO8 v3.02		Com-Indoor-CFL		Ex		ECC		CZ11		Wtd		PGE		1.11		1.32		-0.011		0.487		2420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEECCExCZ11		Com-Indoor-CFLSCEECCExCZ11		Com-Indoor-CFLSDGECCExCZ11

		Education - Community College - 12		Education - Community College		12		DO8 v3.02		Com-Indoor-CFL		Ex		ECC		CZ12		Wtd		PGE		1.11		1.3		-0.011		0.487		2420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEECCExCZ12		Com-Indoor-CFLSCEECCExCZ12		Com-Indoor-CFLSDGECCExCZ12

		Education - Community College - 13		Education - Community College		13		DO8 v3.02		Com-Indoor-CFL		Ex		ECC		CZ13		Wtd		PGE		1.13		1		-0.0088		0.022		2420		SCE		1.13		1		-0.0076		0.022		2420		SDG		0		0		0		0		0						Com-Indoor-CFLPGEECCExCZ13		Com-Indoor-CFLSCEECCExCZ13		Com-Indoor-CFLSDGECCExCZ13

		Education - Community College - 14		Education - Community College		14		DO8 v3.02		Com-Indoor-CFL		Ex		ECC		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.31		-0.0088		0.487		2420		SDG		1.11		1.3		-0.00909		0.487		2420						Com-Indoor-CFLPGEECCExCZ14		Com-Indoor-CFLSCEECCExCZ14		Com-Indoor-CFLSDGECCExCZ14

		Education - Community College - 15		Education - Community College		15		DO8 v3.02		Com-Indoor-CFL		Ex		ECC		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.21		1.31		-0.0023		0.487		2420		SDG		0		0		0		0		0						Com-Indoor-CFLPGEECCExCZ15		Com-Indoor-CFLSCEECCExCZ15		Com-Indoor-CFLSDGECCExCZ15

		Education - Community College - 16		Education - Community College		16		DO8 v3.02		Com-Indoor-CFL		Ex		ECC		CZ16		Wtd		PGE		1.05		1.3		-0.019		0.487		2420		SCE		1.04		1.29		-0.018		0.487		2420		SDG		0		0		0		0		0						Com-Indoor-CFLPGEECCExCZ16		Com-Indoor-CFLSCEECCExCZ16		Com-Indoor-CFLSDGECCExCZ16

		Education - Community College - 17		Education - Community College		17		DO8 v3.02		Com-Indoor-CFL		Ex		ECC		IOU		Wtd		PGE		1.11		1.27		-0.0108		0.445		2420		SCE		1.14		1.28		-0.00624		0.601		2420		SDG		1.14		1.27		-0.00492		0.728		2420						Com-Indoor-CFLPGEECCExIOU		Com-Indoor-CFLSCEECCExIOU		Com-Indoor-CFLSDGECCExIOU

		Education - Primary School - 01		Education - Primary School		01		DO8 v3.02		Com-Indoor-CFL		Ex		EPr		CZ01		Wtd		PGE		1.02		1.17		-0.015		0.63		2240		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEPrExCZ01		Com-Indoor-CFLSCEEPrExCZ01		Com-Indoor-CFLSDGEPrExCZ01

		Education - Primary School - 02		Education - Primary School		02		DO8 v3.02		Com-Indoor-CFL		Ex		EPr		CZ02		Wtd		PGE		1.06		1		-0.01		0.02		2240		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEPrExCZ02		Com-Indoor-CFLSCEEPrExCZ02		Com-Indoor-CFLSDGEPrExCZ02

		Education - Primary School - 03		Education - Primary School		03		DO8 v3.02		Com-Indoor-CFL		Ex		EPr		CZ03		Wtd		PGE		1.08		1		-0.00879		0.02		2240		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEPrExCZ03		Com-Indoor-CFLSCEEPrExCZ03		Com-Indoor-CFLSDGEPrExCZ03

		Education - Primary School - 04		Education - Primary School		04		DO8 v3.02		Com-Indoor-CFL		Ex		EPr		CZ04		Wtd		PGE		1.09		1		-0.00808		0.02		2240		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEPrExCZ04		Com-Indoor-CFLSCEEPrExCZ04		Com-Indoor-CFLSDGEPrExCZ04

		Education - Primary School - 05		Education - Primary School		05		DO8 v3.02		Com-Indoor-CFL		Ex		EPr		CZ05		Wtd		PGE		1.09		1.21		-0.00732		0.617		2240		SCE		1.13		1.28		-0.00679		0.617		2240		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEPrExCZ05		Com-Indoor-CFLSCEEPrExCZ05		Com-Indoor-CFLSDGEPrExCZ05

		Education - Primary School - 06		Education - Primary School		06		DO8 v3.02		Com-Indoor-CFL		Ex		EPr		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.16		1		-0.0039		0.02		2240		SDG		1.13		1		-0.0041		0.02		2240						Com-Indoor-CFLPGEEPrExCZ06		Com-Indoor-CFLSCEEPrExCZ06		Com-Indoor-CFLSDGEPrExCZ06

		Education - Primary School - 07		Education - Primary School		07		DO8 v3.02		Com-Indoor-CFL		Ex		EPr		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.14		1.27		-0.0037		0.617		2240						Com-Indoor-CFLPGEEPrExCZ07		Com-Indoor-CFLSCEEPrExCZ07		Com-Indoor-CFLSDGEPrExCZ07

		Education - Primary School - 08		Education - Primary School		08		DO8 v3.02		Com-Indoor-CFL		Ex		EPr		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.3		-0.0035		0.617		2240		SDG		1.15		1.28		-0.0037		0.617		2240						Com-Indoor-CFLPGEEPrExCZ08		Com-Indoor-CFLSCEEPrExCZ08		Com-Indoor-CFLSDGEPrExCZ08

		Education - Primary School - 09		Education - Primary School		09		DO8 v3.02		Com-Indoor-CFL		Ex		EPr		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.18		1		-0.0035		0.02		2240		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEPrExCZ09		Com-Indoor-CFLSCEEPrExCZ09		Com-Indoor-CFLSDGEPrExCZ09

		Education - Primary School - 10		Education - Primary School		10		DO8 v3.02		Com-Indoor-CFL		Ex		EPr		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.13		1		-0.0044		0.02		2240		SDG		1.14		1		-0.0043		0.02		2240						Com-Indoor-CFLPGEEPrExCZ10		Com-Indoor-CFLSCEEPrExCZ10		Com-Indoor-CFLSDGEPrExCZ10

		Education - Primary School - 11		Education - Primary School		11		DO8 v3.02		Com-Indoor-CFL		Ex		EPr		CZ11		Wtd		PGE		1.06		1		-0.00982		0.02		2240		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEPrExCZ11		Com-Indoor-CFLSCEEPrExCZ11		Com-Indoor-CFLSDGEPrExCZ11

		Education - Primary School - 12		Education - Primary School		12		DO8 v3.02		Com-Indoor-CFL		Ex		EPr		CZ12		Wtd		PGE		1.07		1		-0.0096		0.02		2240		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEPrExCZ12		Com-Indoor-CFLSCEEPrExCZ12		Com-Indoor-CFLSDGEPrExCZ12

		Education - Primary School - 13		Education - Primary School		13		DO8 v3.02		Com-Indoor-CFL		Ex		EPr		CZ13		Wtd		PGE		1.09		1		-0.00741		0.02		2240		SCE		1.12		1		-0.00679		0.02		2240		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEPrExCZ13		Com-Indoor-CFLSCEEPrExCZ13		Com-Indoor-CFLSDGEPrExCZ13

		Education - Primary School - 14		Education - Primary School		14		DO8 v3.02		Com-Indoor-CFL		Ex		EPr		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.08		1		-0.00862		0.02		2240		SDG		1.08		1		-0.00862		0.02		2240						Com-Indoor-CFLPGEEPrExCZ14		Com-Indoor-CFLSCEEPrExCZ14		Com-Indoor-CFLSDGEPrExCZ14

		Education - Primary School - 15		Education - Primary School		15		DO8 v3.02		Com-Indoor-CFL		Ex		EPr		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.2		1		-0.0016		0.02		2240		SDG		1.21		1		-0.0015		0.02		2240						Com-Indoor-CFLPGEEPrExCZ15		Com-Indoor-CFLSCEEPrExCZ15		Com-Indoor-CFLSDGEPrExCZ15

		Education - Primary School - 16		Education - Primary School		16		DO8 v3.02		Com-Indoor-CFL		Ex		EPr		CZ16		Wtd		PGE		0.96		1		-0.02		0.02		2240		SCE		0.96		1		-0.018		0.02		2240		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEPrExCZ16		Com-Indoor-CFLSCEEPrExCZ16		Com-Indoor-CFLSDGEPrExCZ16

		Education - Primary School - 17		Education - Primary School		17		DO8 v3.02		Com-Indoor-CFL		Ex		EPr		IOU		Wtd		PGE		1.08		1.1		-0.00893		0.0382		2240		SCE		1.15		1.28		-0.00451		0.208		2240		SDG		1.14		1.27		-0.00396		0.387		2240						Com-Indoor-CFLPGEEPrExIOU		Com-Indoor-CFLSCEEPrExIOU		Com-Indoor-CFLSDGEPrExIOU

		Education - Relocatable Classroom - 01		Education - Relocatable Classroom		01		DO8 v3.02		Com-Indoor-CFL		Ex		ERC		CZ01		Wtd		PGE		0.99		1.15		-0.014		0.728		2600		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEERCExCZ01		Com-Indoor-CFLSCEERCExCZ01		Com-Indoor-CFLSDGERCExCZ01

		Education - Relocatable Classroom - 02		Education - Relocatable Classroom		02		DO8 v3.02		Com-Indoor-CFL		Ex		ERC		CZ02		Wtd		PGE		1.02		1		-0.011		0.021		2600		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEERCExCZ02		Com-Indoor-CFLSCEERCExCZ02		Com-Indoor-CFLSDGERCExCZ02

		Education - Relocatable Classroom - 03		Education - Relocatable Classroom		03		DO8 v3.02		Com-Indoor-CFL		Ex		ERC		CZ03		Wtd		PGE		1.02		1		-0.00981		0.02		2600		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEERCExCZ03		Com-Indoor-CFLSCEERCExCZ03		Com-Indoor-CFLSDGERCExCZ03

		Education - Relocatable Classroom - 04		Education - Relocatable Classroom		04		DO8 v3.02		Com-Indoor-CFL		Ex		ERC		CZ04		Wtd		PGE		1.05		1		-0.00912		0.02		2600		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEERCExCZ04		Com-Indoor-CFLSCEERCExCZ04		Com-Indoor-CFLSDGERCExCZ04

		Education - Relocatable Classroom - 05		Education - Relocatable Classroom		05		DO8 v3.02		Com-Indoor-CFL		Ex		ERC		CZ05		Wtd		PGE		1.03		1.38		-0.00888		0.702		2600		SCE		1.06		1.52		-0.00819		0.702		2600		SDG		0		0		0		0		0						Com-Indoor-CFLPGEERCExCZ05		Com-Indoor-CFLSCEERCExCZ05		Com-Indoor-CFLSDGERCExCZ05

		Education - Relocatable Classroom - 06		Education - Relocatable Classroom		06		DO8 v3.02		Com-Indoor-CFL		Ex		ERC		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.08		1		-0.00538		0.02		2600		SDG		1.08		1		-0.0055		0.02		2600						Com-Indoor-CFLPGEERCExCZ06		Com-Indoor-CFLSCEERCExCZ06		Com-Indoor-CFLSDGERCExCZ06

		Education - Relocatable Classroom - 07		Education - Relocatable Classroom		07		DO8 v3.02		Com-Indoor-CFL		Ex		ERC		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.1		1.25		-0.00538		0.702		2600						Com-Indoor-CFLPGEERCExCZ07		Com-Indoor-CFLSCEERCExCZ07		Com-Indoor-CFLSDGERCExCZ07

		Education - Relocatable Classroom - 08		Education - Relocatable Classroom		08		DO8 v3.02		Com-Indoor-CFL		Ex		ERC		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.27		-0.00531		0.702		2600		SDG		1.1		1.26		-0.00531		0.702		2600						Com-Indoor-CFLPGEERCExCZ08		Com-Indoor-CFLSCEERCExCZ08		Com-Indoor-CFLSDGERCExCZ08

		Education - Relocatable Classroom - 09		Education - Relocatable Classroom		09		DO8 v3.02		Com-Indoor-CFL		Ex		ERC		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.08		1		-0.00531		0.02		2600		SDG		0		0		0		0		0						Com-Indoor-CFLPGEERCExCZ09		Com-Indoor-CFLSCEERCExCZ09		Com-Indoor-CFLSDGERCExCZ09

		Education - Relocatable Classroom - 10		Education - Relocatable Classroom		10		DO8 v3.02		Com-Indoor-CFL		Ex		ERC		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.1		1		-0.00581		0.02		2600		SDG		1.1		1		-0.00588		0.02		2600						Com-Indoor-CFLPGEERCExCZ10		Com-Indoor-CFLSCEERCExCZ10		Com-Indoor-CFLSDGERCExCZ10

		Education - Relocatable Classroom - 11		Education - Relocatable Classroom		11		DO8 v3.02		Com-Indoor-CFL		Ex		ERC		CZ11		Wtd		PGE		1.03		1		-0.01		0.02		2600		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEERCExCZ11		Com-Indoor-CFLSCEERCExCZ11		Com-Indoor-CFLSDGERCExCZ11

		Education - Relocatable Classroom - 12		Education - Relocatable Classroom		12		DO8 v3.02		Com-Indoor-CFL		Ex		ERC		CZ12		Wtd		PGE		1.03		1		-0.01		0.02		2600		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEERCExCZ12		Com-Indoor-CFLSCEERCExCZ12		Com-Indoor-CFLSDGERCExCZ12

		Education - Relocatable Classroom - 13		Education - Relocatable Classroom		13		DO8 v3.02		Com-Indoor-CFL		Ex		ERC		CZ13		Wtd		PGE		1.05		1		-0.00788		0.02		2600		SCE		1.09		1		-0.00731		0.02		2600		SDG		0		0		0		0		0						Com-Indoor-CFLPGEERCExCZ13		Com-Indoor-CFLSCEERCExCZ13		Com-Indoor-CFLSDGERCExCZ13

		Education - Relocatable Classroom - 14		Education - Relocatable Classroom		14		DO8 v3.02		Com-Indoor-CFL		Ex		ERC		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.09		1		-0.00788		0.02		2600		SDG		1.09		1		-0.00788		0.02		2600						Com-Indoor-CFLPGEERCExCZ14		Com-Indoor-CFLSCEERCExCZ14		Com-Indoor-CFLSDGERCExCZ14

		Education - Relocatable Classroom - 15		Education - Relocatable Classroom		15		DO8 v3.02		Com-Indoor-CFL		Ex		ERC		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.16		1		-0.0032		0.02		2600		SDG		1.16		1		-0.0033		0.02		2600						Com-Indoor-CFLPGEERCExCZ15		Com-Indoor-CFLSCEERCExCZ15		Com-Indoor-CFLSDGERCExCZ15

		Education - Relocatable Classroom - 16		Education - Relocatable Classroom		16		DO8 v3.02		Com-Indoor-CFL		Ex		ERC		CZ16		Wtd		PGE		0.98		1		-0.017		0.02		2600		SCE		0.99		1		-0.016		0.02		2600		SDG		0		0		0		0		0						Com-Indoor-CFLPGEERCExCZ16		Com-Indoor-CFLSCEERCExCZ16		Com-Indoor-CFLSDGERCExCZ16

		Education - Relocatable Classroom - 17		Education - Relocatable Classroom		17		DO8 v3.02		Com-Indoor-CFL		Ex		ERC		IOU		Wtd		PGE		1.03		1.16		-0.00962		0.0409		2600		SCE		1.09		1.26		-0.00588		0.235		2600		SDG		1.1		1.25		-0.00558		0.439		2600						Com-Indoor-CFLPGEERCExIOU		Com-Indoor-CFLSCEERCExIOU		Com-Indoor-CFLSDGERCExIOU

		Education - Secondary School - 01		Education - Secondary School		01		DO8 v3.02		Com-Indoor-CFL		Ex		ESe		CZ01		Wtd		PGE		1		1.16		-0.018		0.715		2330		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEESeExCZ01		Com-Indoor-CFLSCEESeExCZ01		Com-Indoor-CFLSDGESeExCZ01

		Education - Secondary School - 02		Education - Secondary School		02		DO8 v3.02		Com-Indoor-CFL		Ex		ESe		CZ02		Wtd		PGE		1.06		1		-0.012		0.02		2330		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEESeExCZ02		Com-Indoor-CFLSCEESeExCZ02		Com-Indoor-CFLSDGESeExCZ02

		Education - Secondary School - 03		Education - Secondary School		03		DO8 v3.02		Com-Indoor-CFL		Ex		ESe		CZ03		Wtd		PGE		1.06		1		-0.011		0.02		2330		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEESeExCZ03		Com-Indoor-CFLSCEESeExCZ03		Com-Indoor-CFLSDGESeExCZ03

		Education - Secondary School - 04		Education - Secondary School		04		DO8 v3.02		Com-Indoor-CFL		Ex		ESe		CZ04		Wtd		PGE		1.08		1		-0.00979		0.02		2330		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEESeExCZ04		Com-Indoor-CFLSCEESeExCZ04		Com-Indoor-CFLSDGESeExCZ04

		Education - Secondary School - 05		Education - Secondary School		05		DO8 v3.02		Com-Indoor-CFL		Ex		ESe		CZ05		Wtd		PGE		1.07		1.2		-0.00918		0.709		2330		SCE		1.1		1.26		-0.00871		0.709		2330		SDG		0		0		0		0		0						Com-Indoor-CFLPGEESeExCZ05		Com-Indoor-CFLSCEESeExCZ05		Com-Indoor-CFLSDGESeExCZ05

		Education - Secondary School - 06		Education - Secondary School		06		DO8 v3.02		Com-Indoor-CFL		Ex		ESe		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.14		1		-0.00588		0.02		2330		SDG		1.12		1		-0.00571		0.02		2330						Com-Indoor-CFLPGEESeExCZ06		Com-Indoor-CFLSCEESeExCZ06		Com-Indoor-CFLSDGESeExCZ06

		Education - Secondary School - 07		Education - Secondary School		07		DO8 v3.02		Com-Indoor-CFL		Ex		ESe		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.13		1.22		-0.00472		0.709		2330						Com-Indoor-CFLPGEESeExCZ07		Com-Indoor-CFLSCEESeExCZ07		Com-Indoor-CFLSDGESeExCZ07

		Education - Secondary School - 08		Education - Secondary School		08		DO8 v3.02		Com-Indoor-CFL		Ex		ESe		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.28		-0.00489		0.709		2330		SDG		1.14		1.26		-0.00459		0.709		2330						Com-Indoor-CFLPGEESeExCZ08		Com-Indoor-CFLSCEESeExCZ08		Com-Indoor-CFLSDGESeExCZ08

		Education - Secondary School - 09		Education - Secondary School		09		DO8 v3.02		Com-Indoor-CFL		Ex		ESe		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.16		1		-0.00481		0.02		2330		SDG		0		0		0		0		0						Com-Indoor-CFLPGEESeExCZ09		Com-Indoor-CFLSCEESeExCZ09		Com-Indoor-CFLSDGESeExCZ09

		Education - Secondary School - 10		Education - Secondary School		10		DO8 v3.02		Com-Indoor-CFL		Ex		ESe		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.13		1		-0.00541		0.02		2330		SDG		1.14		1		-0.00519		0.02		2330						Com-Indoor-CFLPGEESeExCZ10		Com-Indoor-CFLSCEESeExCZ10		Com-Indoor-CFLSDGESeExCZ10

		Education - Secondary School - 11		Education - Secondary School		11		DO8 v3.02		Com-Indoor-CFL		Ex		ESe		CZ11		Wtd		PGE		1.06		1		-0.011		0.02		2330		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEESeExCZ11		Com-Indoor-CFLSCEESeExCZ11		Com-Indoor-CFLSDGESeExCZ11

		Education - Secondary School - 12		Education - Secondary School		12		DO8 v3.02		Com-Indoor-CFL		Ex		ESe		CZ12		Wtd		PGE		1.07		1		-0.011		0.02		2330		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEESeExCZ12		Com-Indoor-CFLSCEESeExCZ12		Com-Indoor-CFLSDGESeExCZ12

		Education - Secondary School - 13		Education - Secondary School		13		DO8 v3.02		Com-Indoor-CFL		Ex		ESe		CZ13		Wtd		PGE		1.1		1		-0.0085		0.02		2330		SCE		1.12		1		-0.00811		0.02		2330		SDG		0		0		0		0		0						Com-Indoor-CFLPGEESeExCZ13		Com-Indoor-CFLSCEESeExCZ13		Com-Indoor-CFLSDGESeExCZ13

		Education - Secondary School - 14		Education - Secondary School		14		DO8 v3.02		Com-Indoor-CFL		Ex		ESe		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.09		1		-0.00961		0.02		2330		SDG		1.09		1		-0.0094		0.02		2330						Com-Indoor-CFLPGEESeExCZ14		Com-Indoor-CFLSCEESeExCZ14		Com-Indoor-CFLSDGESeExCZ14

		Education - Secondary School - 15		Education - Secondary School		15		DO8 v3.02		Com-Indoor-CFL		Ex		ESe		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.22		1		-0.0023		0.02		2330		SDG		1.23		1		-0.0021		0.02		2330						Com-Indoor-CFLPGEESeExCZ15		Com-Indoor-CFLSCEESeExCZ15		Com-Indoor-CFLSDGESeExCZ15

		Education - Secondary School - 16		Education - Secondary School		16		DO8 v3.02		Com-Indoor-CFL		Ex		ESe		CZ16		Wtd		PGE		0.98		1		-0.019		0.02		2330		SCE		0.97		1		-0.018		0.02		2330		SDG		0		0		0		0		0						Com-Indoor-CFLPGEESeExCZ16		Com-Indoor-CFLSCEESeExCZ16		Com-Indoor-CFLSDGESeExCZ16

		Education - Secondary School - 17		Education - Secondary School		17		DO8 v3.02		Com-Indoor-CFL		Ex		ESe		IOU		Wtd		PGE		1.07		1.1		-0.0106		0.0409		2330		SCE		1.14		1.27		-0.00584		0.237		2330		SDG		1.13		1.22		-0.00494		0.443		2330						Com-Indoor-CFLPGEESeExIOU		Com-Indoor-CFLSCEESeExIOU		Com-Indoor-CFLSDGESeExIOU

		Education - University - 01		Education - University		01		DO8 v3.02		Com-Indoor-CFL		Ex		EUn		CZ01		Wtd		PGE		1.08		1.2		-0.011		0.669		2370		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEUnExCZ01		Com-Indoor-CFLSCEEUnExCZ01		Com-Indoor-CFLSDGEUnExCZ01

		Education - University - 02		Education - University		02		DO8 v3.02		Com-Indoor-CFL		Ex		EUn		CZ02		Wtd		PGE		1.1		1.23		-0.00848		0.439		2370		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEUnExCZ02		Com-Indoor-CFLSCEEUnExCZ02		Com-Indoor-CFLSDGEUnExCZ02

		Education - University - 03		Education - University		03		DO8 v3.02		Com-Indoor-CFL		Ex		EUn		CZ03		Wtd		PGE		1.11		1.21		-0.00768		0.439		2370		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEUnExCZ03		Com-Indoor-CFLSCEEUnExCZ03		Com-Indoor-CFLSDGEUnExCZ03

		Education - University - 04		Education - University		04		DO8 v3.02		Com-Indoor-CFL		Ex		EUn		CZ04		Wtd		PGE		1.12		1.25		-0.007		0.439		2370		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEUnExCZ04		Com-Indoor-CFLSCEEUnExCZ04		Com-Indoor-CFLSDGEUnExCZ04

		Education - University - 05		Education - University		05		DO8 v3.02		Com-Indoor-CFL		Ex		EUn		CZ05		Wtd		PGE		1.12		1.23		-0.00692		0.72		2370		SCE		1.13		1.22		-0.00641		0.72		2370		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEUnExCZ05		Com-Indoor-CFLSCEEUnExCZ05		Com-Indoor-CFLSDGEUnExCZ05

		Education - University - 06		Education - University		06		DO8 v3.02		Com-Indoor-CFL		Ex		EUn		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.22		-0.0042		0.439		2370		SDG		1.14		1.22		-0.00439		0.439		2370						Com-Indoor-CFLPGEEUnExCZ06		Com-Indoor-CFLSCEEUnExCZ06		Com-Indoor-CFLSDGEUnExCZ06

		Education - University - 07		Education - University		07		DO8 v3.02		Com-Indoor-CFL		Ex		EUn		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.15		1.24		-0.0039		0.72		2370						Com-Indoor-CFLPGEEUnExCZ07		Com-Indoor-CFLSCEEUnExCZ07		Com-Indoor-CFLSDGEUnExCZ07

		Education - University - 08		Education - University		08		DO8 v3.02		Com-Indoor-CFL		Ex		EUn		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.25		-0.004		0.72		2370		SDG		1.15		1.25		-0.0042		0.72		2370						Com-Indoor-CFLPGEEUnExCZ08		Com-Indoor-CFLSCEEUnExCZ08		Com-Indoor-CFLSDGEUnExCZ08

		Education - University - 09		Education - University		09		DO8 v3.02		Com-Indoor-CFL		Ex		EUn		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.25		-0.00439		0.439		2370		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEUnExCZ09		Com-Indoor-CFLSCEEUnExCZ09		Com-Indoor-CFLSDGEUnExCZ09

		Education - University - 10		Education - University		10		DO8 v3.02		Com-Indoor-CFL		Ex		EUn		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.25		-0.004		0.439		2370		SDG		1.15		1.24		-0.00468		0.439		2370						Com-Indoor-CFLPGEEUnExCZ10		Com-Indoor-CFLSCEEUnExCZ10		Com-Indoor-CFLSDGEUnExCZ10

		Education - University - 11		Education - University		11		DO8 v3.02		Com-Indoor-CFL		Ex		EUn		CZ11		Wtd		PGE		1.11		1.26		-0.00802		0.439		2370		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEUnExCZ11		Com-Indoor-CFLSCEEUnExCZ11		Com-Indoor-CFLSDGEUnExCZ11

		Education - University - 12		Education - University		12		DO8 v3.02		Com-Indoor-CFL		Ex		EUn		CZ12		Wtd		PGE		1.12		1.23		-0.00789		0.439		2370		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEUnExCZ12		Com-Indoor-CFLSCEEUnExCZ12		Com-Indoor-CFLSDGEUnExCZ12

		Education - University - 13		Education - University		13		DO8 v3.02		Com-Indoor-CFL		Ex		EUn		CZ13		Wtd		PGE		1.14		1		-0.0062		0.034		2370		SCE		1.14		1		-0.00532		0.034		2370		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEUnExCZ13		Com-Indoor-CFLSCEEUnExCZ13		Com-Indoor-CFLSDGEUnExCZ13

		Education - University - 14		Education - University		14		DO8 v3.02		Com-Indoor-CFL		Ex		EUn		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.27		-0.0062		0.439		2370		SDG		1.12		1.26		-0.00679		0.439		2370						Com-Indoor-CFLPGEEUnExCZ14		Com-Indoor-CFLSCEEUnExCZ14		Com-Indoor-CFLSDGEUnExCZ14

		Education - University - 15		Education - University		15		DO8 v3.02		Com-Indoor-CFL		Ex		EUn		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.2		1.28		-0.0023		0.439		2370		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEUnExCZ15		Com-Indoor-CFLSCEEUnExCZ15		Com-Indoor-CFLSDGEUnExCZ15

		Education - University - 16		Education - University		16		DO8 v3.02		Com-Indoor-CFL		Ex		EUn		CZ16		Wtd		PGE		1.06		1.23		-0.015		0.439		2370		SCE		1.05		1.24		-0.014		0.439		2370		SDG		0		0		0		0		0						Com-Indoor-CFLPGEEUnExCZ16		Com-Indoor-CFLSCEEUnExCZ16		Com-Indoor-CFLSDGEUnExCZ16

		Education - University - 17		Education - University		17		DO8 v3.02		Com-Indoor-CFL		Ex		EUn		IOU		Wtd		PGE		1.11		1.22		-0.00759		0.41		2370		SCE		1.15		1.24		-0.00489		0.54		2370		SDG		1.15		1.24		-0.00411		0.651		2370						Com-Indoor-CFLPGEEUnExIOU		Com-Indoor-CFLSCEEUnExIOU		Com-Indoor-CFLSDGEUnExIOU

		Food Store - 01		Food Store		01		DO8 v3.02		Com-Indoor-CFL		Ex		Fst		CZ01		Wtd		PGE		0.905		1.125		-0.01325		0.5975		3950		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEFstExCZ01		Com-Indoor-CFLSCEFstExCZ01		Com-Indoor-CFLSDGFstExCZ01

		Food Store - 02		Food Store		02		DO8 v3.02		Com-Indoor-CFL		Ex		Fst		CZ02		Wtd		PGE		0.98		1.26		-0.009605		0.5975		3950		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEFstExCZ02		Com-Indoor-CFLSCEFstExCZ02		Com-Indoor-CFLSDGFstExCZ02

		Food Store - 03		Food Store		03		DO8 v3.02		Com-Indoor-CFL		Ex		Fst		CZ03		Wtd		PGE		0.965		1.225		-0.010105		0.5975		3950		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEFstExCZ03		Com-Indoor-CFLSCEFstExCZ03		Com-Indoor-CFLSDGFstExCZ03

		Food Store - 04		Food Store		04		DO8 v3.02		Com-Indoor-CFL		Ex		Fst		CZ04		Wtd		PGE		0.995		1.255		-0.008595		0.5975		3950		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEFstExCZ04		Com-Indoor-CFLSCEFstExCZ04		Com-Indoor-CFLSDGFstExCZ04

		Food Store - 05		Food Store		05		DO8 v3.02		Com-Indoor-CFL		Ex		Fst		CZ05		Wtd		PGE		0.98		1.205		-0.009245		0.5975		3950		SCE		1.035		1.235		-0.009695		0.5975		3950		SDG		0		0		0		0		0						Com-Indoor-CFLPGEFstExCZ05		Com-Indoor-CFLSCEFstExCZ05		Com-Indoor-CFLSDGFstExCZ05

		Food Store - 06		Food Store		06		DO8 v3.02		Com-Indoor-CFL		Ex		Fst		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.06		1.235		-0.00835		0.5975		3950		SDG		1.045		1.23		-0.00835		0.5975		3950						Com-Indoor-CFLPGEFstExCZ06		Com-Indoor-CFLSCEFstExCZ06		Com-Indoor-CFLSDGFstExCZ06

		Food Store - 07		Food Store		07		DO8 v3.02		Com-Indoor-CFL		Ex		Fst		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.06		1.24		-0.0076		0.5975		3950						Com-Indoor-CFLPGEFstExCZ07		Com-Indoor-CFLSCEFstExCZ07		Com-Indoor-CFLSDGFstExCZ07

		Food Store - 08		Food Store		08		DO8 v3.02		Com-Indoor-CFL		Ex		Fst		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.08		1.28		-0.00725		0.5975		3950		SDG		1.07		1.265		-0.00725		0.5975		3950						Com-Indoor-CFLPGEFstExCZ08		Com-Indoor-CFLSCEFstExCZ08		Com-Indoor-CFLSDGFstExCZ08

		Food Store - 09		Food Store		09		DO8 v3.02		Com-Indoor-CFL		Ex		Fst		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.095		1.295		-0.00715		0.5975		3950		SDG		0		0		0		0		0						Com-Indoor-CFLPGEFstExCZ09		Com-Indoor-CFLSCEFstExCZ09		Com-Indoor-CFLSDGFstExCZ09

		Food Store - 10		Food Store		10		DO8 v3.02		Com-Indoor-CFL		Ex		Fst		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.08		1.295		-0.0068		0.5975		3950		SDG		1.08		1.3		-0.00685		0.5975		3950						Com-Indoor-CFLPGEFstExCZ10		Com-Indoor-CFLSCEFstExCZ10		Com-Indoor-CFLSDGFstExCZ10

		Food Store - 11		Food Store		11		DO8 v3.02		Com-Indoor-CFL		Ex		Fst		CZ11		Wtd		PGE		1		1.27		-0.009255		0.5975		3950		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEFstExCZ11		Com-Indoor-CFLSCEFstExCZ11		Com-Indoor-CFLSDGFstExCZ11

		Food Store - 12		Food Store		12		DO8 v3.02		Com-Indoor-CFL		Ex		Fst		CZ12		Wtd		PGE		0.995		1.275		-0.009555		0.5975		3950		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEFstExCZ12		Com-Indoor-CFLSCEFstExCZ12		Com-Indoor-CFLSDGFstExCZ12

		Food Store - 13		Food Store		13		DO8 v3.02		Com-Indoor-CFL		Ex		Fst		CZ13		Wtd		PGE		1.035		1.275		-0.007245		0.5975		3950		SCE		1.08		1.31		-0.008145		0.5975		3950		SDG		0		0		0		0		0						Com-Indoor-CFLPGEFstExCZ13		Com-Indoor-CFLSCEFstExCZ13		Com-Indoor-CFLSDGFstExCZ13

		Food Store - 14		Food Store		14		DO8 v3.02		Com-Indoor-CFL		Ex		Fst		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.06		1.285		-0.008895		0.5975		3950		SDG		1.055		1.285		-0.008445		0.5975		3950						Com-Indoor-CFLPGEFstExCZ14		Com-Indoor-CFLSCEFstExCZ14		Com-Indoor-CFLSDGFstExCZ14

		Food Store - 15		Food Store		15		DO8 v3.02		Com-Indoor-CFL		Ex		Fst		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.305		-0.0039055		0.5975		3950		SDG		1.14		1.305		-0.0038155		0.5975		3950						Com-Indoor-CFLPGEFstExCZ15		Com-Indoor-CFLSCEFstExCZ15		Com-Indoor-CFLSDGFstExCZ15

		Food Store - 16		Food Store		16		DO8 v3.02		Com-Indoor-CFL		Ex		Fst		CZ16		Wtd		PGE		0.91		1.245		-0.013		0.5975		3950		SCE		0.965		1.27		-0.014		0.5975		3950		SDG		0		0		0		0		0						Com-Indoor-CFLPGEFstExCZ16		Com-Indoor-CFLSCEFstExCZ16		Com-Indoor-CFLSDGFstExCZ16

		Food Store - 17		Food Store		17		DO8 v3.02		Com-Indoor-CFL		Ex		Fst		IOU		Wtd		PGE		0.99		1.255		-0.00922		0.5975		3950		SCE		1.075		1.275		-0.007455		0.5975		3950		SDG		1.065		1.255		-0.00743		0.5975		3950						Com-Indoor-CFLPGEFstExIOU		Com-Indoor-CFLSCEFstExIOU		Com-Indoor-CFLSDGFstExIOU

		Grocery - 01		Grocery		01		DO8 v3.02		Com-Indoor-CFL		Ex		Gro		CZ01		Wtd		PGE		0.81		1.07		-0.017		0.495		3890		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGroExCZ01		Com-Indoor-CFLSCEGroExCZ01		Com-Indoor-CFLSDGGroExCZ01

		Grocery - 02		Grocery		02		DO8 v3.02		Com-Indoor-CFL		Ex		Gro		CZ02		Wtd		PGE		0.91		1.31		-0.013		0.495		3890		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGroExCZ02		Com-Indoor-CFLSCEGroExCZ02		Com-Indoor-CFLSDGGroExCZ02

		Grocery - 03		Grocery		03		DO8 v3.02		Com-Indoor-CFL		Ex		Gro		CZ03		Wtd		PGE		0.87		1.23		-0.015		0.495		3890		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGroExCZ03		Com-Indoor-CFLSCEGroExCZ03		Com-Indoor-CFLSDGGroExCZ03

		Grocery - 04		Grocery		04		DO8 v3.02		Com-Indoor-CFL		Ex		Gro		CZ04		Wtd		PGE		0.92		1.29		-0.013		0.495		3890		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGroExCZ04		Com-Indoor-CFLSCEGroExCZ04		Com-Indoor-CFLSDGGroExCZ04

		Grocery - 05		Grocery		05		DO8 v3.02		Com-Indoor-CFL		Ex		Gro		CZ05		Wtd		PGE		0.89		1.22		-0.015		0.495		3890		SCE		0.98		1.22		-0.016		0.495		3890		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGroExCZ05		Com-Indoor-CFLSCEGroExCZ05		Com-Indoor-CFLSDGGroExCZ05

		Grocery - 06		Grocery		06		DO8 v3.02		Com-Indoor-CFL		Ex		Gro		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1		1.21		-0.015		0.495		3890		SDG		0.98		1.2		-0.015		0.495		3890						Com-Indoor-CFLPGEGroExCZ06		Com-Indoor-CFLSCEGroExCZ06		Com-Indoor-CFLSDGGroExCZ06

		Grocery - 07		Grocery		07		DO8 v3.02		Com-Indoor-CFL		Ex		Gro		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1		1.23		-0.014		0.495		3890						Com-Indoor-CFLPGEGroExCZ07		Com-Indoor-CFLSCEGroExCZ07		Com-Indoor-CFLSDGGroExCZ07

		Grocery - 08		Grocery		08		DO8 v3.02		Com-Indoor-CFL		Ex		Gro		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.03		1.29		-0.013		0.495		3890		SDG		1.02		1.27		-0.013		0.495		3890						Com-Indoor-CFLPGEGroExCZ08		Com-Indoor-CFLSCEGroExCZ08		Com-Indoor-CFLSDGGroExCZ08

		Grocery - 09		Grocery		09		DO8 v3.02		Com-Indoor-CFL		Ex		Gro		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.05		1.29		-0.013		0.495		3890		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGroExCZ09		Com-Indoor-CFLSCEGroExCZ09		Com-Indoor-CFLSDGGroExCZ09

		Grocery - 10		Grocery		10		DO8 v3.02		Com-Indoor-CFL		Ex		Gro		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.05		1.35		-0.012		0.495		3890		SDG		1.04		1.35		-0.012		0.495		3890						Com-Indoor-CFLPGEGroExCZ10		Com-Indoor-CFLSCEGroExCZ10		Com-Indoor-CFLSDGGroExCZ10

		Grocery - 11		Grocery		11		DO8 v3.02		Com-Indoor-CFL		Ex		Gro		CZ11		Wtd		PGE		0.95		1.32		-0.012		0.495		3890		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGroExCZ11		Com-Indoor-CFLSCEGroExCZ11		Com-Indoor-CFLSDGGroExCZ11

		Grocery - 12		Grocery		12		DO8 v3.02		Com-Indoor-CFL		Ex		Gro		CZ12		Wtd		PGE		0.94		1.33		-0.013		0.495		3890		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGroExCZ12		Com-Indoor-CFLSCEGroExCZ12		Com-Indoor-CFLSDGGroExCZ12

		Grocery - 13		Grocery		13		DO8 v3.02		Com-Indoor-CFL		Ex		Gro		CZ13		Wtd		PGE		1		1.32		-0.01		0.495		3890		SCE		1.06		1.33		-0.012		0.495		3890		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGroExCZ13		Com-Indoor-CFLSCEGroExCZ13		Com-Indoor-CFLSDGGroExCZ13

		Grocery - 14		Grocery		14		DO8 v3.02		Com-Indoor-CFL		Ex		Gro		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.04		1.35		-0.013		0.495		3890		SDG		1.03		1.34		-0.012		0.495		3890						Com-Indoor-CFLPGEGroExCZ14		Com-Indoor-CFLSCEGroExCZ14		Com-Indoor-CFLSDGGroExCZ14

		Grocery - 15		Grocery		15		DO8 v3.02		Com-Indoor-CFL		Ex		Gro		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.32		-0.0073		0.495		3890		SDG		1.11		1.31		-0.0071		0.495		3890						Com-Indoor-CFLPGEGroExCZ15		Com-Indoor-CFLSCEGroExCZ15		Com-Indoor-CFLSDGGroExCZ15

		Grocery - 16		Grocery		16		DO8 v3.02		Com-Indoor-CFL		Ex		Gro		CZ16		Wtd		PGE		0.84		1.29		-0.015		0.495		3890		SCE		0.94		1.29		-0.017		0.495		3890		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGroExCZ16		Com-Indoor-CFLSCEGroExCZ16		Com-Indoor-CFLSDGGroExCZ16

		Grocery - 17		Grocery		17		DO8 v3.02		Com-Indoor-CFL		Ex		Gro		IOU		Wtd		PGE		0.92		1.29		-0.0131		0.495		3890		SCE		1.03		1.29		-0.0131		0.495		3890		SDG		1.01		1.26		-0.0135		0.495		3890						Com-Indoor-CFLPGEGroExIOU		Com-Indoor-CFLSCEGroExIOU		Com-Indoor-CFLSDGGroExIOU

		Health/Medical - Clinic - 01		Health/Medical - Clinic		01		DO8 v3.02		Com-Indoor-CFL		Ex		Cli		CZ01		Wtd		PGE		1.03		1.17		-0.01085		0.6215		3275		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGECliExCZ01		Com-Indoor-CFLSCECliExCZ01		Com-Indoor-CFLSDGCliExCZ01

		Health/Medical - Clinic - 02		Health/Medical - Clinic		02		DO8 v3.02		Com-Indoor-CFL		Ex		Cli		CZ02		Wtd		PGE		1.055		1.23		-0.008445		0.6215		3275		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGECliExCZ02		Com-Indoor-CFLSCECliExCZ02		Com-Indoor-CFLSDGCliExCZ02

		Health/Medical - Clinic - 03		Health/Medical - Clinic		03		DO8 v3.02		Com-Indoor-CFL		Ex		Cli		CZ03		Wtd		PGE		1.06		1.235		-0.008		0.6215		3275		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGECliExCZ03		Com-Indoor-CFLSCECliExCZ03		Com-Indoor-CFLSDGCliExCZ03

		Health/Medical - Clinic - 04		Health/Medical - Clinic		04		DO8 v3.02		Com-Indoor-CFL		Ex		Cli		CZ04		Wtd		PGE		1.075		1.245		-0.0069		0.6215		3275		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGECliExCZ04		Com-Indoor-CFLSCECliExCZ04		Com-Indoor-CFLSDGCliExCZ04

		Health/Medical - Clinic - 05		Health/Medical - Clinic		05		DO8 v3.02		Com-Indoor-CFL		Ex		Cli		CZ05		Wtd		PGE		1.07		1.215		-0.007		0.6215		3275		SCE		1.085		1.265		-0.0071		0.6215		3275		SDG		0		0		0		0		0						Com-Indoor-CFLPGECliExCZ05		Com-Indoor-CFLSCECliExCZ05		Com-Indoor-CFLSDGCliExCZ05

		Health/Medical - Clinic - 06		Health/Medical - Clinic		06		DO8 v3.02		Com-Indoor-CFL		Ex		Cli		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.275		-0.00535		0.6215		3275		SDG		1.11		1.27		-0.005155		0.6215		3275						Com-Indoor-CFLPGECliExCZ06		Com-Indoor-CFLSCECliExCZ06		Com-Indoor-CFLSDGCliExCZ06

		Health/Medical - Clinic - 07		Health/Medical - Clinic		07		DO8 v3.02		Com-Indoor-CFL		Ex		Cli		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.125		1.255		-0.0045795		0.6215		3275						Com-Indoor-CFLPGECliExCZ07		Com-Indoor-CFLSCECliExCZ07		Com-Indoor-CFLSDGCliExCZ07

		Health/Medical - Clinic - 08		Health/Medical - Clinic		08		DO8 v3.02		Com-Indoor-CFL		Ex		Cli		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.29		-0.005105		0.6215		3275		SDG		1.125		1.28		-0.004825		0.6215		3275						Com-Indoor-CFLPGECliExCZ08		Com-Indoor-CFLSCECliExCZ08		Com-Indoor-CFLSDGCliExCZ08

		Health/Medical - Clinic - 09		Health/Medical - Clinic		09		DO8 v3.02		Com-Indoor-CFL		Ex		Cli		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.135		1.32		-0.005105		0.6215		3275		SDG		0		0		0		0		0						Com-Indoor-CFLPGECliExCZ09		Com-Indoor-CFLSCECliExCZ09		Com-Indoor-CFLSDGCliExCZ09

		Health/Medical - Clinic - 10		Health/Medical - Clinic		10		DO8 v3.02		Com-Indoor-CFL		Ex		Cli		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.3		-0.005095		0.6215		3275		SDG		1.13		1.29		-0.0050505		0.6215		3275						Com-Indoor-CFLPGECliExCZ10		Com-Indoor-CFLSCECliExCZ10		Com-Indoor-CFLSDGCliExCZ10

		Health/Medical - Clinic - 11		Health/Medical - Clinic		11		DO8 v3.02		Com-Indoor-CFL		Ex		Cli		CZ11		Wtd		PGE		1.06		1.255		-0.0084		0.6215		3275		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGECliExCZ11		Com-Indoor-CFLSCECliExCZ11		Com-Indoor-CFLSDGCliExCZ11

		Health/Medical - Clinic - 12		Health/Medical - Clinic		12		DO8 v3.02		Com-Indoor-CFL		Ex		Cli		CZ12		Wtd		PGE		1.065		1.25		-0.008095		0.6215		3275		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGECliExCZ12		Com-Indoor-CFLSCECliExCZ12		Com-Indoor-CFLSDGCliExCZ12

		Health/Medical - Clinic - 13		Health/Medical - Clinic		13		DO8 v3.02		Com-Indoor-CFL		Ex		Cli		CZ13		Wtd		PGE		1.09		1.26		-0.006545		0.6215		3275		SCE		1.11		1.325		-0.00655		0.6215		3275		SDG		0		0		0		0		0						Com-Indoor-CFLPGECliExCZ13		Com-Indoor-CFLSCECliExCZ13		Com-Indoor-CFLSDGCliExCZ13

		Health/Medical - Clinic - 14		Health/Medical - Clinic		14		DO8 v3.02		Com-Indoor-CFL		Ex		Cli		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.095		1.315		-0.007		0.6215		3275		SDG		1.1		1.31		-0.00675		0.6215		3275						Com-Indoor-CFLPGECliExCZ14		Com-Indoor-CFLSCECliExCZ14		Com-Indoor-CFLSDGCliExCZ14

		Health/Medical - Clinic - 15		Health/Medical - Clinic		15		DO8 v3.02		Com-Indoor-CFL		Ex		Cli		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.335		-0.00324		0.6215		3275		SDG		0.605		0.65		-0.000135		0.339		1490						Com-Indoor-CFLPGECliExCZ15		Com-Indoor-CFLSCECliExCZ15		Com-Indoor-CFLSDGCliExCZ15

		Health/Medical - Clinic - 16		Health/Medical - Clinic		16		DO8 v3.02		Com-Indoor-CFL		Ex		Cli		CZ16		Wtd		PGE		1		1.235		-0.013245		0.6215		3275		SCE		0.995		1.285		-0.012395		0.6215		3275		SDG		0		0		0		0		0						Com-Indoor-CFLPGECliExCZ16		Com-Indoor-CFLSCECliExCZ16		Com-Indoor-CFLSDGCliExCZ16

		Health/Medical - Clinic - 17		Health/Medical - Clinic		17		DO8 v3.02		Com-Indoor-CFL		Ex		Cli		IOU		Wtd		PGE		1.065		1.245		-0.007745		0.6215		3275		SCE		1.125		1.295		-0.00538		0.6215		3275		SDG		1.125		1.26		-0.0046865		0.6215		3275						Com-Indoor-CFLPGECliExIOU		Com-Indoor-CFLSCECliExIOU		Com-Indoor-CFLSDGCliExIOU

		Health/Medical - Hospital - 01		Health/Medical - Hospital		01		DO8 v3.02		Com-Indoor-CFL		Ex		Hsp		CZ01		Wtd		PGE		1.09		1.15		-0.00781		0.717		4200		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHspExCZ01		Com-Indoor-CFLSCEHspExCZ01		Com-Indoor-CFLSDGHspExCZ01

		Health/Medical - Hospital - 02		Health/Medical - Hospital		02		DO8 v3.02		Com-Indoor-CFL		Ex		Hsp		CZ02		Wtd		PGE		1.1		1.22		-0.00681		0.717		4200		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHspExCZ02		Com-Indoor-CFLSCEHspExCZ02		Com-Indoor-CFLSDGHspExCZ02

		Health/Medical - Hospital - 03		Health/Medical - Hospital		03		DO8 v3.02		Com-Indoor-CFL		Ex		Hsp		CZ03		Wtd		PGE		1.12		1.21		-0.00631		0.717		4200		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHspExCZ03		Com-Indoor-CFLSCEHspExCZ03		Com-Indoor-CFLSDGHspExCZ03

		Health/Medical - Hospital - 04		Health/Medical - Hospital		04		DO8 v3.02		Com-Indoor-CFL		Ex		Hsp		CZ04		Wtd		PGE		1.11		1.22		-0.00619		0.717		4200		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHspExCZ04		Com-Indoor-CFLSCEHspExCZ04		Com-Indoor-CFLSDGHspExCZ04

		Health/Medical - Hospital - 05		Health/Medical - Hospital		05		DO8 v3.02		Com-Indoor-CFL		Ex		Hsp		CZ05		Wtd		PGE		1.1		1.19		-0.0064		0.717		4200		SCE		1.13		1.22		-0.0066		0.717		4200		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHspExCZ05		Com-Indoor-CFLSCEHspExCZ05		Com-Indoor-CFLSDGHspExCZ05

		Health/Medical - Hospital - 06		Health/Medical - Hospital		06		DO8 v3.02		Com-Indoor-CFL		Ex		Hsp		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.24		-0.0054		0.717		4200		SDG		1.14		1.23		-0.0055		0.717		4200						Com-Indoor-CFLPGEHspExCZ06		Com-Indoor-CFLSCEHspExCZ06		Com-Indoor-CFLSDGHspExCZ06

		Health/Medical - Hospital - 07		Health/Medical - Hospital		07		DO8 v3.02		Com-Indoor-CFL		Ex		Hsp		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.15		1.23		-0.00519		0.717		4200						Com-Indoor-CFLPGEHspExCZ07		Com-Indoor-CFLSCEHspExCZ07		Com-Indoor-CFLSDGHspExCZ07

		Health/Medical - Hospital - 08		Health/Medical - Hospital		08		DO8 v3.02		Com-Indoor-CFL		Ex		Hsp		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.25		-0.00531		0.717		4200		SDG		1.15		1.23		-0.0054		0.717		4200						Com-Indoor-CFLPGEHspExCZ08		Com-Indoor-CFLSCEHspExCZ08		Com-Indoor-CFLSDGHspExCZ08

		Health/Medical - Hospital - 09		Health/Medical - Hospital		09		DO8 v3.02		Com-Indoor-CFL		Ex		Hsp		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.28		-0.00519		0.717		4200		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHspExCZ09		Com-Indoor-CFLSCEHspExCZ09		Com-Indoor-CFLSDGHspExCZ09

		Health/Medical - Hospital - 10		Health/Medical - Hospital		10		DO8 v3.02		Com-Indoor-CFL		Ex		Hsp		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.26		-0.00569		0.717		4200		SDG		1.15		1.26		-0.00569		0.717		4200						Com-Indoor-CFLPGEHspExCZ10		Com-Indoor-CFLSCEHspExCZ10		Com-Indoor-CFLSDGHspExCZ10

		Health/Medical - Hospital - 11		Health/Medical - Hospital		11		DO8 v3.02		Com-Indoor-CFL		Ex		Hsp		CZ11		Wtd		PGE		1.1		1.23		-0.00681		0.717		4200		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHspExCZ11		Com-Indoor-CFLSCEHspExCZ11		Com-Indoor-CFLSDGHspExCZ11

		Health/Medical - Hospital - 12		Health/Medical - Hospital		12		DO8 v3.02		Com-Indoor-CFL		Ex		Hsp		CZ12		Wtd		PGE		1.11		1.23		-0.00669		0.717		4200		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHspExCZ12		Com-Indoor-CFLSCEHspExCZ12		Com-Indoor-CFLSDGHspExCZ12

		Health/Medical - Hospital - 13		Health/Medical - Hospital		13		DO8 v3.02		Com-Indoor-CFL		Ex		Hsp		CZ13		Wtd		PGE		1.12		1.25		-0.0059		0.717		4200		SCE		1.13		1.28		-0.00631		0.717		4200		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHspExCZ13		Com-Indoor-CFLSCEHspExCZ13		Com-Indoor-CFLSDGHspExCZ13

		Health/Medical - Hospital - 14		Health/Medical - Hospital		14		DO8 v3.02		Com-Indoor-CFL		Ex		Hsp		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.28		-0.007		0.717		4200		SDG		1.12		1.27		-0.0071		0.717		4200						Com-Indoor-CFLPGEHspExCZ14		Com-Indoor-CFLSCEHspExCZ14		Com-Indoor-CFLSDGHspExCZ14

		Health/Medical - Hospital - 15		Health/Medical - Hospital		15		DO8 v3.02		Com-Indoor-CFL		Ex		Hsp		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.29		-0.00481		0.717		4200		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHspExCZ15		Com-Indoor-CFLSCEHspExCZ15		Com-Indoor-CFLSDGHspExCZ15

		Health/Medical - Hospital - 16		Health/Medical - Hospital		16		DO8 v3.02		Com-Indoor-CFL		Ex		Hsp		CZ16		Wtd		PGE		1.05		1.21		-0.011		0.717		4200		SCE		1.05		1.24		-0.011		0.717		4200		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHspExCZ16		Com-Indoor-CFLSCEHspExCZ16		Com-Indoor-CFLSDGHspExCZ16

		Health/Medical - Hospital - 17		Health/Medical - Hospital		17		DO8 v3.02		Com-Indoor-CFL		Ex		Hsp		IOU		Wtd		PGE		1.11		1.22		-0.00643		0.717		4200		SCE		1.16		1.26		-0.00557		0.717		4200		SDG		1.15		1.23		-0.00529		0.717		4200						Com-Indoor-CFLPGEHspExIOU		Com-Indoor-CFLSCEHspExIOU		Com-Indoor-CFLSDGHspExIOU

		Health/Medical - Nursing Home - 01		Health/Medical - Nursing Home		01		DO8 v3.02		Com-Indoor-CFL		Ex		Nrs		CZ01		Wtd		PGE		1.02		1.17		-0.017		0.565		3570		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGENrsExCZ01		Com-Indoor-CFLSCENrsExCZ01		Com-Indoor-CFLSDGNrsExCZ01

		Health/Medical - Nursing Home - 02		Health/Medical - Nursing Home		02		DO8 v3.02		Com-Indoor-CFL		Ex		Nrs		CZ02		Wtd		PGE		1.05		1.25		-0.013		0.565		3570		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGENrsExCZ02		Com-Indoor-CFLSCENrsExCZ02		Com-Indoor-CFLSDGNrsExCZ02

		Health/Medical - Nursing Home - 03		Health/Medical - Nursing Home		03		DO8 v3.02		Com-Indoor-CFL		Ex		Nrs		CZ03		Wtd		PGE		1.06		1.24		-0.013		0.565		3570		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGENrsExCZ03		Com-Indoor-CFLSCENrsExCZ03		Com-Indoor-CFLSDGNrsExCZ03

		Health/Medical - Nursing Home - 04		Health/Medical - Nursing Home		04		DO8 v3.02		Com-Indoor-CFL		Ex		Nrs		CZ04		Wtd		PGE		1.07		1.26		-0.011		0.565		3570		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGENrsExCZ04		Com-Indoor-CFLSCENrsExCZ04		Com-Indoor-CFLSDGNrsExCZ04

		Health/Medical - Nursing Home - 05		Health/Medical - Nursing Home		05		DO8 v3.02		Com-Indoor-CFL		Ex		Nrs		CZ05		Wtd		PGE		1.06		1.22		-0.012		0.565		3570		SCE		1.05		1.26		-0.012		0.565		3570		SDG		0		0		0		0		0						Com-Indoor-CFLPGENrsExCZ05		Com-Indoor-CFLSCENrsExCZ05		Com-Indoor-CFLSDGNrsExCZ05

		Health/Medical - Nursing Home - 06		Health/Medical - Nursing Home		06		DO8 v3.02		Com-Indoor-CFL		Ex		Nrs		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.27		-0.0095		0.565		3570		SDG		1.07		1.26		-0.0098		0.565		3570						Com-Indoor-CFLPGENrsExCZ06		Com-Indoor-CFLSCENrsExCZ06		Com-Indoor-CFLSDGNrsExCZ06

		Health/Medical - Nursing Home - 07		Health/Medical - Nursing Home		07		DO8 v3.02		Com-Indoor-CFL		Ex		Nrs		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.09		1.26		-0.0088		0.565		3570						Com-Indoor-CFLPGENrsExCZ07		Com-Indoor-CFLSCENrsExCZ07		Com-Indoor-CFLSDGNrsExCZ07

		Health/Medical - Nursing Home - 08		Health/Medical - Nursing Home		08		DO8 v3.02		Com-Indoor-CFL		Ex		Nrs		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.29		-0.00891		0.565		3570		SDG		1.09		1.28		-0.0091		0.565		3570						Com-Indoor-CFLPGENrsExCZ08		Com-Indoor-CFLSCENrsExCZ08		Com-Indoor-CFLSDGNrsExCZ08

		Health/Medical - Nursing Home - 09		Health/Medical - Nursing Home		09		DO8 v3.02		Com-Indoor-CFL		Ex		Nrs		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.32		-0.00891		0.565		3570		SDG		0		0		0		0		0						Com-Indoor-CFLPGENrsExCZ09		Com-Indoor-CFLSCENrsExCZ09		Com-Indoor-CFLSDGNrsExCZ09

		Health/Medical - Nursing Home - 10		Health/Medical - Nursing Home		10		DO8 v3.02		Com-Indoor-CFL		Ex		Nrs		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.32		-0.00899		0.565		3570		SDG		1.1		1.31		-0.00941		0.565		3570						Com-Indoor-CFLPGENrsExCZ10		Com-Indoor-CFLSCENrsExCZ10		Com-Indoor-CFLSDGNrsExCZ10

		Health/Medical - Nursing Home - 11		Health/Medical - Nursing Home		11		DO8 v3.02		Com-Indoor-CFL		Ex		Nrs		CZ11		Wtd		PGE		1.06		1.27		-0.012		0.565		3570		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGENrsExCZ11		Com-Indoor-CFLSCENrsExCZ11		Com-Indoor-CFLSDGNrsExCZ11

		Health/Medical - Nursing Home - 12		Health/Medical - Nursing Home		12		DO8 v3.02		Com-Indoor-CFL		Ex		Nrs		CZ12		Wtd		PGE		1.06		1.27		-0.012		0.565		3570		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGENrsExCZ12		Com-Indoor-CFLSCENrsExCZ12		Com-Indoor-CFLSDGNrsExCZ12

		Health/Medical - Nursing Home - 13		Health/Medical - Nursing Home		13		DO8 v3.02		Com-Indoor-CFL		Ex		Nrs		CZ13		Wtd		PGE		1.09		1.28		-0.00989		0.565		3570		SCE		1.09		1.34		-0.01		0.565		3570		SDG		0		0		0		0		0						Com-Indoor-CFLPGENrsExCZ13		Com-Indoor-CFLSCENrsExCZ13		Com-Indoor-CFLSDGNrsExCZ13

		Health/Medical - Nursing Home - 14		Health/Medical - Nursing Home		14		DO8 v3.02		Com-Indoor-CFL		Ex		Nrs		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.08		1.34		-0.011		0.565		3570		SDG		1.08		1.34		-0.011		0.565		3570						Com-Indoor-CFLPGENrsExCZ14		Com-Indoor-CFLSCENrsExCZ14		Com-Indoor-CFLSDGNrsExCZ14

		Health/Medical - Nursing Home - 15		Health/Medical - Nursing Home		15		DO8 v3.02		Com-Indoor-CFL		Ex		Nrs		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.36		-0.00591		0.565		3570		SDG		0		0		0		0		0						Com-Indoor-CFLPGENrsExCZ15		Com-Indoor-CFLSCENrsExCZ15		Com-Indoor-CFLSDGNrsExCZ15

		Health/Medical - Nursing Home - 16		Health/Medical - Nursing Home		16		DO8 v3.02		Com-Indoor-CFL		Ex		Nrs		CZ16		Wtd		PGE		1.01		1.24		-0.018		0.565		3570		SCE		0.99		1.29		-0.017		0.565		3570		SDG		0		0		0		0		0						Com-Indoor-CFLPGENrsExCZ16		Com-Indoor-CFLSCENrsExCZ16		Com-Indoor-CFLSDGNrsExCZ16

		Health/Medical - Nursing Home - 17		Health/Medical - Nursing Home		17		DO8 v3.02		Com-Indoor-CFL		Ex		Nrs		IOU		Wtd		PGE		1.06		1.26		-0.012		0.565		3570		SCE		1.1		1.3		-0.0093		0.565		3570		SDG		1.09		1.27		-0.00894		0.565		3570						Com-Indoor-CFLPGENrsExIOU		Com-Indoor-CFLSCENrsExIOU		Com-Indoor-CFLSDGNrsExIOU

		Industrial - 01		Industrial		01		DO8 v3.02		Com-Indoor-CFL		Ex		Ind		CZ01		Wtd		PGE		1.05		1.155		-0.0044645		0.7785		2835		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEIndExCZ01		Com-Indoor-CFLSCEIndExCZ01		Com-Indoor-CFLSDGIndExCZ01

		Industrial - 02		Industrial		02		DO8 v3.02		Com-Indoor-CFL		Ex		Ind		CZ02		Wtd		PGE		1.085		1.17		-0.00287		0.7785		2835		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEIndExCZ02		Com-Indoor-CFLSCEIndExCZ02		Com-Indoor-CFLSDGIndExCZ02

		Industrial - 03		Industrial		03		DO8 v3.02		Com-Indoor-CFL		Ex		Ind		CZ03		Wtd		PGE		1.09		1.175		-0.002365		0.7785		2835		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEIndExCZ03		Com-Indoor-CFLSCEIndExCZ03		Com-Indoor-CFLSDGIndExCZ03

		Industrial - 04		Industrial		04		DO8 v3.02		Com-Indoor-CFL		Ex		Ind		CZ04		Wtd		PGE		1.09		1.175		-0.0022555		0.7785		2835		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEIndExCZ04		Com-Indoor-CFLSCEIndExCZ04		Com-Indoor-CFLSDGIndExCZ04

		Industrial - 05		Industrial		05		DO8 v3.02		Com-Indoor-CFL		Ex		Ind		CZ05		Wtd		PGE		1.09		1.17		-0.0017		0.7785		2835		SCE		1.13		1.225		-0.001696		0.7785		2835		SDG		0		0		0		0		0						Com-Indoor-CFLPGEIndExCZ05		Com-Indoor-CFLSCEIndExCZ05		Com-Indoor-CFLSDGIndExCZ05

		Industrial - 06		Industrial		06		DO8 v3.02		Com-Indoor-CFL		Ex		Ind		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.145		1.22		-0.000895		0.7785		2835		SDG		1.125		1.22		-0.001105		0.7785		2835						Com-Indoor-CFLPGEIndExCZ06		Com-Indoor-CFLSCEIndExCZ06		Com-Indoor-CFLSDGIndExCZ06

		Industrial - 07		Industrial		07		DO8 v3.02		Com-Indoor-CFL		Ex		Ind		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.13		1.215		-0.00065		0.7785		2835						Com-Indoor-CFLPGEIndExCZ07		Com-Indoor-CFLSCEIndExCZ07		Com-Indoor-CFLSDGIndExCZ07

		Industrial - 08		Industrial		08		DO8 v3.02		Com-Indoor-CFL		Ex		Ind		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.155		1.24		-0.00075		0.7785		2835		SDG		1.135		1.24		-0.000955		0.7785		2835						Com-Indoor-CFLPGEIndExCZ08		Com-Indoor-CFLSCEIndExCZ08		Com-Indoor-CFLSDGIndExCZ08

		Industrial - 09		Industrial		09		DO8 v3.02		Com-Indoor-CFL		Ex		Ind		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.245		-0.00055		0.7785		2835		SDG		0		0		0		0		0						Com-Indoor-CFLPGEIndExCZ09		Com-Indoor-CFLSCEIndExCZ09		Com-Indoor-CFLSDGIndExCZ09

		Industrial - 10		Industrial		10		DO8 v3.02		Com-Indoor-CFL		Ex		Ind		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.205		-0.00092		0.7785		2835		SDG		1.14		1.215		-0.000925		0.7785		2835						Com-Indoor-CFLPGEIndExCZ10		Com-Indoor-CFLSCEIndExCZ10		Com-Indoor-CFLSDGIndExCZ10

		Industrial - 11		Industrial		11		DO8 v3.02		Com-Indoor-CFL		Ex		Ind		CZ11		Wtd		PGE		1.075		1.175		-0.003514		0.7785		2835		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEIndExCZ11		Com-Indoor-CFLSCEIndExCZ11		Com-Indoor-CFLSDGIndExCZ11

		Industrial - 12		Industrial		12		DO8 v3.02		Com-Indoor-CFL		Ex		Ind		CZ12		Wtd		PGE		1.085		1.19		-0.003115		0.7785		2835		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEIndExCZ12		Com-Indoor-CFLSCEIndExCZ12		Com-Indoor-CFLSDGIndExCZ12

		Industrial - 13		Industrial		13		DO8 v3.02		Com-Indoor-CFL		Ex		Ind		CZ13		Wtd		PGE		1.1		1.19		-0.00244		0.7785		2835		SCE		1.12		1.245		-0.002525		0.7785		2835		SDG		0		0		0		0		0						Com-Indoor-CFLPGEIndExCZ13		Com-Indoor-CFLSCEIndExCZ13		Com-Indoor-CFLSDGIndExCZ13

		Industrial - 14		Industrial		14		DO8 v3.02		Com-Indoor-CFL		Ex		Ind		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.23		-0.0031855		0.7785		2835		SDG		1.11		1.235		-0.003395		0.7785		2835						Com-Indoor-CFLPGEIndExCZ14		Com-Indoor-CFLSCEIndExCZ14		Com-Indoor-CFLSDGIndExCZ14

		Industrial - 15		Industrial		15		DO8 v3.02		Com-Indoor-CFL		Ex		Ind		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.185		-0.000374		0.7785		2835		SDG		1.19		1.2		-0.00038		0.7785		2835						Com-Indoor-CFLPGEIndExCZ15		Com-Indoor-CFLSCEIndExCZ15		Com-Indoor-CFLSDGIndExCZ15

		Industrial - 16		Industrial		16		DO8 v3.02		Com-Indoor-CFL		Ex		Ind		CZ16		Wtd		PGE		1.025		1.175		-0.00755		0.7785		2835		SCE		1.025		1.22		-0.0075		0.7785		2835		SDG		0		0		0		0		0						Com-Indoor-CFLPGEIndExCZ16		Com-Indoor-CFLSCEIndExCZ16		Com-Indoor-CFLSDGIndExCZ16

		Industrial - 17		Industrial		17		DO8 v3.02		Com-Indoor-CFL		Ex		Ind		IOU		Wtd		PGE		1.085		1.18		-0.002649		0.7785		2835		SCE		1.14		1.23		-0.0010445		0.7785		2835		SDG		1.135		1.215		-0.00077775		0.7785		2835						Com-Indoor-CFLPGEIndExIOU		Com-Indoor-CFLSCEIndExIOU		Com-Indoor-CFLSDGIndExIOU

		Lodging - Guest Rooms - 01		Lodging - Guest Rooms		01		DO8 v3.02		Com-Indoor-CFL		Ex		GsR		CZ01		Wtd		PGE		1.02		1.19		-0.00752		0.151		1370		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGsRExCZ01		Com-Indoor-CFLSCEGsRExCZ01		Com-Indoor-CFLSDGGsRExCZ01

		Lodging - Guest Rooms - 02		Lodging - Guest Rooms		02		DO8 v3.02		Com-Indoor-CFL		Ex		GsR		CZ02		Wtd		PGE		1.04		1.22		-0.0056		0.151		1370		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGsRExCZ02		Com-Indoor-CFLSCEGsRExCZ02		Com-Indoor-CFLSDGGsRExCZ02

		Lodging - Guest Rooms - 03		Lodging - Guest Rooms		03		DO8 v3.02		Com-Indoor-CFL		Ex		GsR		CZ03		Wtd		PGE		1.06		1.21		-0.0051		0.151		1370		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGsRExCZ03		Com-Indoor-CFLSCEGsRExCZ03		Com-Indoor-CFLSDGGsRExCZ03

		Lodging - Guest Rooms - 04		Lodging - Guest Rooms		04		DO8 v3.02		Com-Indoor-CFL		Ex		GsR		CZ04		Wtd		PGE		1.07		1.23		-0.0046		0.151		1370		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGsRExCZ04		Com-Indoor-CFLSCEGsRExCZ04		Com-Indoor-CFLSDGGsRExCZ04

		Lodging - Guest Rooms - 05		Lodging - Guest Rooms		05		DO8 v3.02		Com-Indoor-CFL		Ex		GsR		CZ05		Wtd		PGE		1.06		1.2		-0.0049		0.151		1370		SCE		1.09		1.26		-0.0041		0.151		1370		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGsRExCZ05		Com-Indoor-CFLSCEGsRExCZ05		Com-Indoor-CFLSDGGsRExCZ05

		Lodging - Guest Rooms - 06		Lodging - Guest Rooms		06		DO8 v3.02		Com-Indoor-CFL		Ex		GsR		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.26		-0.0027		0.151		1370		SDG		1.13		1.25		-0.0028		0.151		1370						Com-Indoor-CFLPGEGsRExCZ06		Com-Indoor-CFLSCEGsRExCZ06		Com-Indoor-CFLSDGGsRExCZ06

		Lodging - Guest Rooms - 07		Lodging - Guest Rooms		07		DO8 v3.02		Com-Indoor-CFL		Ex		GsR		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.14		1.25		-0.0023		0.151		1370						Com-Indoor-CFLPGEGsRExCZ07		Com-Indoor-CFLSCEGsRExCZ07		Com-Indoor-CFLSDGGsRExCZ07

		Lodging - Guest Rooms - 08		Lodging - Guest Rooms		08		DO8 v3.02		Com-Indoor-CFL		Ex		GsR		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.28		-0.0024		0.151		1370		SDG		1.14		1.27		-0.0025		0.151		1370						Com-Indoor-CFLPGEGsRExCZ08		Com-Indoor-CFLSCEGsRExCZ08		Com-Indoor-CFLSDGGsRExCZ08

		Lodging - Guest Rooms - 09		Lodging - Guest Rooms		09		DO8 v3.02		Com-Indoor-CFL		Ex		GsR		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.29		-0.0024		0.151		1370		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGsRExCZ09		Com-Indoor-CFLSCEGsRExCZ09		Com-Indoor-CFLSDGGsRExCZ09

		Lodging - Guest Rooms - 10		Lodging - Guest Rooms		10		DO8 v3.02		Com-Indoor-CFL		Ex		GsR		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.29		-0.0027		0.151		1370		SDG		1.13		1.28		-0.0028		0.151		1370						Com-Indoor-CFLPGEGsRExCZ10		Com-Indoor-CFLSCEGsRExCZ10		Com-Indoor-CFLSDGGsRExCZ10

		Lodging - Guest Rooms - 11		Lodging - Guest Rooms		11		DO8 v3.02		Com-Indoor-CFL		Ex		GsR		CZ11		Wtd		PGE		1.06		1.24		-0.0051		0.151		1370		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGsRExCZ11		Com-Indoor-CFLSCEGsRExCZ11		Com-Indoor-CFLSDGGsRExCZ11

		Lodging - Guest Rooms - 12		Lodging - Guest Rooms		12		DO8 v3.02		Com-Indoor-CFL		Ex		GsR		CZ12		Wtd		PGE		1.06		1.24		-0.0052		0.151		1370		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGsRExCZ12		Com-Indoor-CFLSCEGsRExCZ12		Com-Indoor-CFLSDGGsRExCZ12

		Lodging - Guest Rooms - 13		Lodging - Guest Rooms		13		DO8 v3.02		Com-Indoor-CFL		Ex		GsR		CZ13		Wtd		PGE		1.09		1.25		-0.0042		0.151		1370		SCE		1.12		1.32		-0.0035		0.151		1370		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGsRExCZ13		Com-Indoor-CFLSCEGsRExCZ13		Com-Indoor-CFLSDGGsRExCZ13

		Lodging - Guest Rooms - 14		Lodging - Guest Rooms		14		DO8 v3.02		Com-Indoor-CFL		Ex		GsR		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.31		-0.0037		0.151		1370		SDG		1.09		1.3		-0.0039		0.151		1370						Com-Indoor-CFLPGEGsRExCZ14		Com-Indoor-CFLSCEGsRExCZ14		Com-Indoor-CFLSDGGsRExCZ14

		Lodging - Guest Rooms - 15		Lodging - Guest Rooms		15		DO8 v3.02		Com-Indoor-CFL		Ex		GsR		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.19		1.32		-0.0014		0.151		1370		SDG		1.19		1.32		-0.0014		0.151		1370						Com-Indoor-CFLPGEGsRExCZ15		Com-Indoor-CFLSCEGsRExCZ15		Com-Indoor-CFLSDGGsRExCZ15

		Lodging - Guest Rooms - 16		Lodging - Guest Rooms		16		DO8 v3.02		Com-Indoor-CFL		Ex		GsR		CZ16		Wtd		PGE		0.96		1.22		-0.00847		0.151		1370		SCE		0.97		1.28		-0.007		0.151		1370		SDG		0		0		0		0		0						Com-Indoor-CFLPGEGsRExCZ16		Com-Indoor-CFLSCEGsRExCZ16		Com-Indoor-CFLSDGGsRExCZ16

		Lodging - Guest Rooms - 17		Lodging - Guest Rooms		17		DO8 v3.02		Com-Indoor-CFL		Ex		GsR		IOU		Wtd		PGE		1.06		1.23		-0.00508		0.151		1370		SCE		1.15		1.28		-0.0026		0.151		1370		SDG		1.14		1.26		-0.00238		0.151		1370						Com-Indoor-CFLPGEGsRExIOU		Com-Indoor-CFLSCEGsRExIOU		Com-Indoor-CFLSDGGsRExIOU

		Lodging - Hotel - 01		Lodging - Hotel		01		DO8 v3.02		Com-Indoor-CFL		Ex		Htl		CZ01		Wtd		PGE		0.98		1.19		-0.00629		0.2		1670		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHtlExCZ01		Com-Indoor-CFLSCEHtlExCZ01		Com-Indoor-CFLSDGHtlExCZ01

		Lodging - Hotel - 02		Lodging - Hotel		02		DO8 v3.02		Com-Indoor-CFL		Ex		Htl		CZ02		Wtd		PGE		1.02		1.25		-0.0054		0.2		1670		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHtlExCZ02		Com-Indoor-CFLSCEHtlExCZ02		Com-Indoor-CFLSDGHtlExCZ02

		Lodging - Hotel - 03		Lodging - Hotel		03		DO8 v3.02		Com-Indoor-CFL		Ex		Htl		CZ03		Wtd		PGE		1.04		1.23		-0.005		0.2		1670		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHtlExCZ03		Com-Indoor-CFLSCEHtlExCZ03		Com-Indoor-CFLSDGHtlExCZ03

		Lodging - Hotel - 04		Lodging - Hotel		04		DO8 v3.02		Com-Indoor-CFL		Ex		Htl		CZ04		Wtd		PGE		1.05		1.25		-0.0044		0.2		1670		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHtlExCZ04		Com-Indoor-CFLSCEHtlExCZ04		Com-Indoor-CFLSDGHtlExCZ04

		Lodging - Hotel - 05		Lodging - Hotel		05		DO8 v3.02		Com-Indoor-CFL		Ex		Htl		CZ05		Wtd		PGE		1.04		1.22		-0.0046		0.2		1670		SCE		1.07		1.27		-0.0042		0.2		1670		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHtlExCZ05		Com-Indoor-CFLSCEHtlExCZ05		Com-Indoor-CFLSDGHtlExCZ05

		Lodging - Hotel - 06		Lodging - Hotel		06		DO8 v3.02		Com-Indoor-CFL		Ex		Htl		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.27		-0.0029		0.2		1670		SDG		1.1		1.25		-0.0029		0.2		1670						Com-Indoor-CFLPGEHtlExCZ06		Com-Indoor-CFLSCEHtlExCZ06		Com-Indoor-CFLSDGHtlExCZ06

		Lodging - Hotel - 07		Lodging - Hotel		07		DO8 v3.02		Com-Indoor-CFL		Ex		Htl		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.11		1.25		-0.0026		0.2		1670						Com-Indoor-CFLPGEHtlExCZ07		Com-Indoor-CFLSCEHtlExCZ07		Com-Indoor-CFLSDGHtlExCZ07

		Lodging - Hotel - 08		Lodging - Hotel		08		DO8 v3.02		Com-Indoor-CFL		Ex		Htl		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.29		-0.0028		0.2		1670		SDG		1.11		1.27		-0.0029		0.2		1670						Com-Indoor-CFLPGEHtlExCZ08		Com-Indoor-CFLSCEHtlExCZ08		Com-Indoor-CFLSDGHtlExCZ08

		Lodging - Hotel - 09		Lodging - Hotel		09		DO8 v3.02		Com-Indoor-CFL		Ex		Htl		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.3		-0.0028		0.2		1670		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHtlExCZ09		Com-Indoor-CFLSCEHtlExCZ09		Com-Indoor-CFLSDGHtlExCZ09

		Lodging - Hotel - 10		Lodging - Hotel		10		DO8 v3.02		Com-Indoor-CFL		Ex		Htl		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.3		-0.0029		0.2		1670		SDG		1.11		1.29		-0.0031		0.2		1670						Com-Indoor-CFLPGEHtlExCZ10		Com-Indoor-CFLSCEHtlExCZ10		Com-Indoor-CFLSDGHtlExCZ10

		Lodging - Hotel - 11		Lodging - Hotel		11		DO8 v3.02		Com-Indoor-CFL		Ex		Htl		CZ11		Wtd		PGE		1.04		1.26		-0.0052		0.2		1670		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHtlExCZ11		Com-Indoor-CFLSCEHtlExCZ11		Com-Indoor-CFLSDGHtlExCZ11

		Lodging - Hotel - 12		Lodging - Hotel		12		DO8 v3.02		Com-Indoor-CFL		Ex		Htl		CZ12		Wtd		PGE		1.04		1.26		-0.0051		0.2		1670		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHtlExCZ12		Com-Indoor-CFLSCEHtlExCZ12		Com-Indoor-CFLSDGHtlExCZ12

		Lodging - Hotel - 13		Lodging - Hotel		13		DO8 v3.02		Com-Indoor-CFL		Ex		Htl		CZ13		Wtd		PGE		1.08		1.27		-0.0041		0.2		1670		SCE		1.1		1.31		-0.0039		0.2		1670		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHtlExCZ13		Com-Indoor-CFLSCEHtlExCZ13		Com-Indoor-CFLSDGHtlExCZ13

		Lodging - Hotel - 14		Lodging - Hotel		14		DO8 v3.02		Com-Indoor-CFL		Ex		Htl		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.3		-0.0041		0.2		1670		SDG		1.07		1.29		-0.0043		0.2		1670						Com-Indoor-CFLPGEHtlExCZ14		Com-Indoor-CFLSCEHtlExCZ14		Com-Indoor-CFLSDGHtlExCZ14

		Lodging - Hotel - 15		Lodging - Hotel		15		DO8 v3.02		Com-Indoor-CFL		Ex		Htl		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.3		-0.0019		0.2		1670		SDG		1.17		1.29		-0.0021		0.2		1670						Com-Indoor-CFLPGEHtlExCZ15		Com-Indoor-CFLSCEHtlExCZ15		Com-Indoor-CFLSDGHtlExCZ15

		Lodging - Hotel - 16		Lodging - Hotel		16		DO8 v3.02		Com-Indoor-CFL		Ex		Htl		CZ16		Wtd		PGE		0.94		1.25		-0.00808		0.2		1670		SCE		0.96		1.29		-0.0076		0.2		1670		SDG		0		0		0		0		0						Com-Indoor-CFLPGEHtlExCZ16		Com-Indoor-CFLSCEHtlExCZ16		Com-Indoor-CFLSDGHtlExCZ16

		Lodging - Hotel - 17		Lodging - Hotel		17		DO8 v3.02		Com-Indoor-CFL		Ex		Htl		IOU		Wtd		PGE		1.04		1.24		-0.00493		0.2		1670		SCE		1.11		1.29		-0.00294		0.2		1670		SDG		1.11		1.26		-0.00267		0.2		1670						Com-Indoor-CFLPGEHtlExIOU		Com-Indoor-CFLSCEHtlExIOU		Com-Indoor-CFLSDGHtlExIOU

		Lodging - Motel - 01		Lodging - Motel		01		DO8 v3.02		Com-Indoor-CFL		Ex		Mtl		CZ01		Wtd		PGE		1.02		1.19		-0.00752		0.151		1370		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMtlExCZ01		Com-Indoor-CFLSCEMtlExCZ01		Com-Indoor-CFLSDGMtlExCZ01

		Lodging - Motel - 02		Lodging - Motel		02		DO8 v3.02		Com-Indoor-CFL		Ex		Mtl		CZ02		Wtd		PGE		1.04		1.22		-0.0056		0.151		1370		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMtlExCZ02		Com-Indoor-CFLSCEMtlExCZ02		Com-Indoor-CFLSDGMtlExCZ02

		Lodging - Motel - 03		Lodging - Motel		03		DO8 v3.02		Com-Indoor-CFL		Ex		Mtl		CZ03		Wtd		PGE		1.06		1.21		-0.0051		0.151		1370		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMtlExCZ03		Com-Indoor-CFLSCEMtlExCZ03		Com-Indoor-CFLSDGMtlExCZ03

		Lodging - Motel - 04		Lodging - Motel		04		DO8 v3.02		Com-Indoor-CFL		Ex		Mtl		CZ04		Wtd		PGE		1.07		1.23		-0.0046		0.151		1370		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMtlExCZ04		Com-Indoor-CFLSCEMtlExCZ04		Com-Indoor-CFLSDGMtlExCZ04

		Lodging - Motel - 05		Lodging - Motel		05		DO8 v3.02		Com-Indoor-CFL		Ex		Mtl		CZ05		Wtd		PGE		1.06		1.2		-0.0049		0.151		1370		SCE		1.09		1.26		-0.0041		0.151		1370		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMtlExCZ05		Com-Indoor-CFLSCEMtlExCZ05		Com-Indoor-CFLSDGMtlExCZ05

		Lodging - Motel - 06		Lodging - Motel		06		DO8 v3.02		Com-Indoor-CFL		Ex		Mtl		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.26		-0.0027		0.151		1370		SDG		1.13		1.25		-0.0028		0.151		1370						Com-Indoor-CFLPGEMtlExCZ06		Com-Indoor-CFLSCEMtlExCZ06		Com-Indoor-CFLSDGMtlExCZ06

		Lodging - Motel - 07		Lodging - Motel		07		DO8 v3.02		Com-Indoor-CFL		Ex		Mtl		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.14		1.25		-0.0023		0.151		1370						Com-Indoor-CFLPGEMtlExCZ07		Com-Indoor-CFLSCEMtlExCZ07		Com-Indoor-CFLSDGMtlExCZ07

		Lodging - Motel - 08		Lodging - Motel		08		DO8 v3.02		Com-Indoor-CFL		Ex		Mtl		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.28		-0.0024		0.151		1370		SDG		1.14		1.27		-0.0025		0.151		1370						Com-Indoor-CFLPGEMtlExCZ08		Com-Indoor-CFLSCEMtlExCZ08		Com-Indoor-CFLSDGMtlExCZ08

		Lodging - Motel - 09		Lodging - Motel		09		DO8 v3.02		Com-Indoor-CFL		Ex		Mtl		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.29		-0.0024		0.151		1370		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMtlExCZ09		Com-Indoor-CFLSCEMtlExCZ09		Com-Indoor-CFLSDGMtlExCZ09

		Lodging - Motel - 10		Lodging - Motel		10		DO8 v3.02		Com-Indoor-CFL		Ex		Mtl		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.29		-0.0027		0.151		1370		SDG		1.13		1.28		-0.0028		0.151		1370						Com-Indoor-CFLPGEMtlExCZ10		Com-Indoor-CFLSCEMtlExCZ10		Com-Indoor-CFLSDGMtlExCZ10

		Lodging - Motel - 11		Lodging - Motel		11		DO8 v3.02		Com-Indoor-CFL		Ex		Mtl		CZ11		Wtd		PGE		1.06		1.24		-0.0051		0.151		1370		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMtlExCZ11		Com-Indoor-CFLSCEMtlExCZ11		Com-Indoor-CFLSDGMtlExCZ11

		Lodging - Motel - 12		Lodging - Motel		12		DO8 v3.02		Com-Indoor-CFL		Ex		Mtl		CZ12		Wtd		PGE		1.06		1.24		-0.0052		0.151		1370		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMtlExCZ12		Com-Indoor-CFLSCEMtlExCZ12		Com-Indoor-CFLSDGMtlExCZ12

		Lodging - Motel - 13		Lodging - Motel		13		DO8 v3.02		Com-Indoor-CFL		Ex		Mtl		CZ13		Wtd		PGE		1.09		1.25		-0.0042		0.151		1370		SCE		1.12		1.32		-0.0035		0.151		1370		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMtlExCZ13		Com-Indoor-CFLSCEMtlExCZ13		Com-Indoor-CFLSDGMtlExCZ13

		Lodging - Motel - 14		Lodging - Motel		14		DO8 v3.02		Com-Indoor-CFL		Ex		Mtl		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.31		-0.0037		0.151		1370		SDG		1.09		1.3		-0.0039		0.151		1370						Com-Indoor-CFLPGEMtlExCZ14		Com-Indoor-CFLSCEMtlExCZ14		Com-Indoor-CFLSDGMtlExCZ14

		Lodging - Motel - 15		Lodging - Motel		15		DO8 v3.02		Com-Indoor-CFL		Ex		Mtl		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.19		1.32		-0.0014		0.151		1370		SDG		1.19		1.32		-0.0014		0.151		1370						Com-Indoor-CFLPGEMtlExCZ15		Com-Indoor-CFLSCEMtlExCZ15		Com-Indoor-CFLSDGMtlExCZ15

		Lodging - Motel - 16		Lodging - Motel		16		DO8 v3.02		Com-Indoor-CFL		Ex		Mtl		CZ16		Wtd		PGE		0.96		1.22		-0.00847		0.151		1370		SCE		0.97		1.28		-0.007		0.151		1370		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMtlExCZ16		Com-Indoor-CFLSCEMtlExCZ16		Com-Indoor-CFLSDGMtlExCZ16

		Lodging - Motel - 17		Lodging - Motel		17		DO8 v3.02		Com-Indoor-CFL		Ex		Mtl		IOU		Wtd		PGE		1.06		1.23		-0.00508		0.151		1370		SCE		1.15		1.28		-0.0026		0.151		1370		SDG		1.14		1.26		-0.00238		0.151		1370						Com-Indoor-CFLPGEMtlExIOU		Com-Indoor-CFLSCEMtlExIOU		Com-Indoor-CFLSDGMtlExIOU

		Manufacturing - Bio/Tech - 01		Manufacturing - Bio/Tech		01		DO8 v3.02		Com-Indoor-CFL		Ex		MBT		CZ01		Wtd		PGE		1.1		1.19		-0.000709		0.78		3090		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMBTExCZ01		Com-Indoor-CFLSCEMBTExCZ01		Com-Indoor-CFLSDGMBTExCZ01

		Manufacturing - Bio/Tech - 02		Manufacturing - Bio/Tech		02		DO8 v3.02		Com-Indoor-CFL		Ex		MBT		CZ02		Wtd		PGE		1.12		1.19		-0.00055		0.78		3090		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMBTExCZ02		Com-Indoor-CFLSCEMBTExCZ02		Com-Indoor-CFLSDGMBTExCZ02

		Manufacturing - Bio/Tech - 03		Manufacturing - Bio/Tech		03		DO8 v3.02		Com-Indoor-CFL		Ex		MBT		CZ03		Wtd		PGE		1.13		1.19		-0.00043		0.78		3090		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMBTExCZ03		Com-Indoor-CFLSCEMBTExCZ03		Com-Indoor-CFLSDGMBTExCZ03

		Manufacturing - Bio/Tech - 04		Manufacturing - Bio/Tech		04		DO8 v3.02		Com-Indoor-CFL		Ex		MBT		CZ04		Wtd		PGE		1.12		1.19		-0.000401		0.78		3090		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMBTExCZ04		Com-Indoor-CFLSCEMBTExCZ04		Com-Indoor-CFLSDGMBTExCZ04

		Manufacturing - Bio/Tech - 05		Manufacturing - Bio/Tech		05		DO8 v3.02		Com-Indoor-CFL		Ex		MBT		CZ05		Wtd		PGE		1.12		1.19		-0.0003		0.78		3090		SCE		1.17		1.25		-0.000392		0.78		3090		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMBTExCZ05		Com-Indoor-CFLSCEMBTExCZ05		Com-Indoor-CFLSDGMBTExCZ05

		Manufacturing - Bio/Tech - 06		Manufacturing - Bio/Tech		06		DO8 v3.02		Com-Indoor-CFL		Ex		MBT		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.25		-0.00019		0.78		3090		SDG		1.17		1.25		-0.00021		0.78		3090						Com-Indoor-CFLPGEMBTExCZ06		Com-Indoor-CFLSCEMBTExCZ06		Com-Indoor-CFLSDGMBTExCZ06

		Manufacturing - Bio/Tech - 07		Manufacturing - Bio/Tech		07		DO8 v3.02		Com-Indoor-CFL		Ex		MBT		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.17		1.23		0		0.78		3090						Com-Indoor-CFLPGEMBTExCZ07		Com-Indoor-CFLSCEMBTExCZ07		Com-Indoor-CFLSDGMBTExCZ07

		Manufacturing - Bio/Tech - 08		Manufacturing - Bio/Tech		08		DO8 v3.02		Com-Indoor-CFL		Ex		MBT		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.28		-0.0002		0.78		3090		SDG		1.17		1.28		-0.00021		0.78		3090						Com-Indoor-CFLPGEMBTExCZ08		Com-Indoor-CFLSCEMBTExCZ08		Com-Indoor-CFLSDGMBTExCZ08

		Manufacturing - Bio/Tech - 09		Manufacturing - Bio/Tech		09		DO8 v3.02		Com-Indoor-CFL		Ex		MBT		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.19		1.28		0		0.78		3090		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMBTExCZ09		Com-Indoor-CFLSCEMBTExCZ09		Com-Indoor-CFLSDGMBTExCZ09

		Manufacturing - Bio/Tech - 10		Manufacturing - Bio/Tech		10		DO8 v3.02		Com-Indoor-CFL		Ex		MBT		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.22		-0.00024		0.78		3090		SDG		1.17		1.23		-0.00025		0.78		3090						Com-Indoor-CFLPGEMBTExCZ10		Com-Indoor-CFLSCEMBTExCZ10		Com-Indoor-CFLSDGMBTExCZ10

		Manufacturing - Bio/Tech - 11		Manufacturing - Bio/Tech		11		DO8 v3.02		Com-Indoor-CFL		Ex		MBT		CZ11		Wtd		PGE		1.11		1.19		-0.000828		0.78		3090		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMBTExCZ11		Com-Indoor-CFLSCEMBTExCZ11		Com-Indoor-CFLSDGMBTExCZ11

		Manufacturing - Bio/Tech - 12		Manufacturing - Bio/Tech		12		DO8 v3.02		Com-Indoor-CFL		Ex		MBT		CZ12		Wtd		PGE		1.12		1.22		-0.00065		0.78		3090		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMBTExCZ12		Com-Indoor-CFLSCEMBTExCZ12		Com-Indoor-CFLSDGMBTExCZ12

		Manufacturing - Bio/Tech - 13		Manufacturing - Bio/Tech		13		DO8 v3.02		Com-Indoor-CFL		Ex		MBT		CZ13		Wtd		PGE		1.13		1.22		-0.00046		0.78		3090		SCE		1.16		1.28		-0.00055		0.78		3090		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMBTExCZ13		Com-Indoor-CFLSCEMBTExCZ13		Com-Indoor-CFLSDGMBTExCZ13

		Manufacturing - Bio/Tech - 14		Manufacturing - Bio/Tech		14		DO8 v3.02		Com-Indoor-CFL		Ex		MBT		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.25		-0.000871		0.78		3090		SDG		1.15		1.26		-0.0009		0.78		3090						Com-Indoor-CFLPGEMBTExCZ14		Com-Indoor-CFLSCEMBTExCZ14		Com-Indoor-CFLSDGMBTExCZ14

		Manufacturing - Bio/Tech - 15		Manufacturing - Bio/Tech		15		DO8 v3.02		Com-Indoor-CFL		Ex		MBT		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.2		1.2		0		0.78		3090		SDG		1.22		1.21		0		0.78		3090						Com-Indoor-CFLPGEMBTExCZ15		Com-Indoor-CFLSCEMBTExCZ15		Com-Indoor-CFLSDGMBTExCZ15

		Manufacturing - Bio/Tech - 16		Manufacturing - Bio/Tech		16		DO8 v3.02		Com-Indoor-CFL		Ex		MBT		CZ16		Wtd		PGE		1.07		1.2		-0.0031		0.78		3090		SCE		1.07		1.25		-0.003		0.78		3090		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMBTExCZ16		Com-Indoor-CFLSCEMBTExCZ16		Com-Indoor-CFLSDGMBTExCZ16

		Manufacturing - Bio/Tech - 17		Manufacturing - Bio/Tech		17		DO8 v3.02		Com-Indoor-CFL		Ex		MBT		IOU		Wtd		PGE		1.12		1.2		-0.000528		0.78		3090		SCE		1.17		1.26		-0.000259		0.78		3090		SDG		1.17		1.23		-0.0000955		0.78		3090						Com-Indoor-CFLPGEMBTExIOU		Com-Indoor-CFLSCEMBTExIOU		Com-Indoor-CFLSDGMBTExIOU

		Manufacturing - Light Industrial - 01		Manufacturing - Light Industrial		01		DO8 v3.02		Com-Indoor-CFL		Ex		MLI		CZ01		Wtd		PGE		1		1.12		-0.00822		0.777		2580		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMLIExCZ01		Com-Indoor-CFLSCEMLIExCZ01		Com-Indoor-CFLSDGMLIExCZ01

		Manufacturing - Light Industrial - 02		Manufacturing - Light Industrial		02		DO8 v3.02		Com-Indoor-CFL		Ex		MLI		CZ02		Wtd		PGE		1.05		1.15		-0.00519		0.777		2580		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMLIExCZ02		Com-Indoor-CFLSCEMLIExCZ02		Com-Indoor-CFLSDGMLIExCZ02

		Manufacturing - Light Industrial - 03		Manufacturing - Light Industrial		03		DO8 v3.02		Com-Indoor-CFL		Ex		MLI		CZ03		Wtd		PGE		1.05		1.16		-0.0043		0.777		2580		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMLIExCZ03		Com-Indoor-CFLSCEMLIExCZ03		Com-Indoor-CFLSDGMLIExCZ03

		Manufacturing - Light Industrial - 04		Manufacturing - Light Industrial		04		DO8 v3.02		Com-Indoor-CFL		Ex		MLI		CZ04		Wtd		PGE		1.06		1.16		-0.00411		0.777		2580		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMLIExCZ04		Com-Indoor-CFLSCEMLIExCZ04		Com-Indoor-CFLSDGMLIExCZ04

		Manufacturing - Light Industrial - 05		Manufacturing - Light Industrial		05		DO8 v3.02		Com-Indoor-CFL		Ex		MLI		CZ05		Wtd		PGE		1.06		1.15		-0.0031		0.777		2580		SCE		1.09		1.2		-0.003		0.777		2580		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMLIExCZ05		Com-Indoor-CFLSCEMLIExCZ05		Com-Indoor-CFLSDGMLIExCZ05

		Manufacturing - Light Industrial - 06		Manufacturing - Light Industrial		06		DO8 v3.02		Com-Indoor-CFL		Ex		MLI		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.19		-0.0016		0.777		2580		SDG		1.08		1.19		-0.002		0.777		2580						Com-Indoor-CFLPGEMLIExCZ06		Com-Indoor-CFLSCEMLIExCZ06		Com-Indoor-CFLSDGMLIExCZ06

		Manufacturing - Light Industrial - 07		Manufacturing - Light Industrial		07		DO8 v3.02		Com-Indoor-CFL		Ex		MLI		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.09		1.2		-0.0013		0.777		2580						Com-Indoor-CFLPGEMLIExCZ07		Com-Indoor-CFLSCEMLIExCZ07		Com-Indoor-CFLSDGMLIExCZ07

		Manufacturing - Light Industrial - 08		Manufacturing - Light Industrial		08		DO8 v3.02		Com-Indoor-CFL		Ex		MLI		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.2		-0.0013		0.777		2580		SDG		1.1		1.2		-0.0017		0.777		2580						Com-Indoor-CFLPGEMLIExCZ08		Com-Indoor-CFLSCEMLIExCZ08		Com-Indoor-CFLSDGMLIExCZ08

		Manufacturing - Light Industrial - 09		Manufacturing - Light Industrial		09		DO8 v3.02		Com-Indoor-CFL		Ex		MLI		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.21		-0.0011		0.777		2580		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMLIExCZ09		Com-Indoor-CFLSCEMLIExCZ09		Com-Indoor-CFLSDGMLIExCZ09

		Manufacturing - Light Industrial - 10		Manufacturing - Light Industrial		10		DO8 v3.02		Com-Indoor-CFL		Ex		MLI		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.19		-0.0016		0.777		2580		SDG		1.11		1.2		-0.0016		0.777		2580						Com-Indoor-CFLPGEMLIExCZ10		Com-Indoor-CFLSCEMLIExCZ10		Com-Indoor-CFLSDGMLIExCZ10

		Manufacturing - Light Industrial - 11		Manufacturing - Light Industrial		11		DO8 v3.02		Com-Indoor-CFL		Ex		MLI		CZ11		Wtd		PGE		1.04		1.16		-0.0062		0.777		2580		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMLIExCZ11		Com-Indoor-CFLSCEMLIExCZ11		Com-Indoor-CFLSDGMLIExCZ11

		Manufacturing - Light Industrial - 12		Manufacturing - Light Industrial		12		DO8 v3.02		Com-Indoor-CFL		Ex		MLI		CZ12		Wtd		PGE		1.05		1.16		-0.00558		0.777		2580		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMLIExCZ12		Com-Indoor-CFLSCEMLIExCZ12		Com-Indoor-CFLSDGMLIExCZ12

		Manufacturing - Light Industrial - 13		Manufacturing - Light Industrial		13		DO8 v3.02		Com-Indoor-CFL		Ex		MLI		CZ13		Wtd		PGE		1.07		1.16		-0.00442		0.777		2580		SCE		1.08		1.21		-0.0045		0.777		2580		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMLIExCZ13		Com-Indoor-CFLSCEMLIExCZ13		Com-Indoor-CFLSDGMLIExCZ13

		Manufacturing - Light Industrial - 14		Manufacturing - Light Industrial		14		DO8 v3.02		Com-Indoor-CFL		Ex		MLI		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.21		-0.0055		0.777		2580		SDG		1.07		1.21		-0.00589		0.777		2580						Com-Indoor-CFLPGEMLIExCZ14		Com-Indoor-CFLSCEMLIExCZ14		Com-Indoor-CFLSDGMLIExCZ14

		Manufacturing - Light Industrial - 15		Manufacturing - Light Industrial		15		DO8 v3.02		Com-Indoor-CFL		Ex		MLI		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.17		-0.000748		0.777		2580		SDG		1.16		1.19		-0.00076		0.777		2580						Com-Indoor-CFLPGEMLIExCZ15		Com-Indoor-CFLSCEMLIExCZ15		Com-Indoor-CFLSDGMLIExCZ15

		Manufacturing - Light Industrial - 16		Manufacturing - Light Industrial		16		DO8 v3.02		Com-Indoor-CFL		Ex		MLI		CZ16		Wtd		PGE		0.98		1.15		-0.012		0.777		2580		SCE		0.98		1.19		-0.012		0.777		2580		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMLIExCZ16		Com-Indoor-CFLSCEMLIExCZ16		Com-Indoor-CFLSDGMLIExCZ16

		Manufacturing - Light Industrial - 17		Manufacturing - Light Industrial		17		DO8 v3.02		Com-Indoor-CFL		Ex		MLI		IOU		Wtd		PGE		1.05		1.16		-0.00477		0.777		2580		SCE		1.11		1.2		-0.00183		0.777		2580		SDG		1.1		1.2		-0.00146		0.777		2580						Com-Indoor-CFLPGEMLIExIOU		Com-Indoor-CFLSCEMLIExIOU		Com-Indoor-CFLSDGMLIExIOU

		Misc - Commercial - 01		Misc - Commercial		01		DO8 v3.02		Com-Indoor-CFL		Ex		MiC		CZ01		Wtd		PGE		1.01		1.17		-0.0080666667		0.726		3940		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMiCExCZ01		Com-Indoor-CFLSCEMiCExCZ01		Com-Indoor-CFLSDGMiCExCZ01

		Misc - Commercial - 02		Misc - Commercial		02		DO8 v3.02		Com-Indoor-CFL		Ex		MiC		CZ02		Wtd		PGE		1.0466666667		1.1966666667		-0.0057666667		0.726		3940		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMiCExCZ02		Com-Indoor-CFLSCEMiCExCZ02		Com-Indoor-CFLSDGMiCExCZ02

		Misc - Commercial - 03		Misc - Commercial		03		DO8 v3.02		Com-Indoor-CFL		Ex		MiC		CZ03		Wtd		PGE		1.0533333333		1.2133333333		-0.0051733333		0.726		3940		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMiCExCZ03		Com-Indoor-CFLSCEMiCExCZ03		Com-Indoor-CFLSDGMiCExCZ03

		Misc - Commercial - 04		Misc - Commercial		04		DO8 v3.02		Com-Indoor-CFL		Ex		MiC		CZ04		Wtd		PGE		1.07		1.21		-0.0043666667		0.726		3940		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMiCExCZ04		Com-Indoor-CFLSCEMiCExCZ04		Com-Indoor-CFLSDGMiCExCZ04

		Misc - Commercial - 05		Misc - Commercial		05		DO8 v3.02		Com-Indoor-CFL		Ex		MiC		CZ05		Wtd		PGE		1.0666666667		1.1933333333		-0.0039633333		0.726		3940		SCE		1.0933333333		1.25		-0.0043266667		0.726		3940		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMiCExCZ05		Com-Indoor-CFLSCEMiCExCZ05		Com-Indoor-CFLSDGMiCExCZ05

		Misc - Commercial - 06		Misc - Commercial		06		DO8 v3.02		Com-Indoor-CFL		Ex		MiC		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.1266666667		1.26		-0.00263		0.726		3940		SDG		1.1266666667		1.2633333333		-0.00247		0.726		3940						Com-Indoor-CFLPGEMiCExCZ06		Com-Indoor-CFLSCEMiCExCZ06		Com-Indoor-CFLSDGMiCExCZ06

		Misc - Commercial - 07		Misc - Commercial		07		DO8 v3.02		Com-Indoor-CFL		Ex		MiC		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.1366666667		1.2466666667		-0.0018863333		0.726		3940						Com-Indoor-CFLPGEMiCExCZ07		Com-Indoor-CFLSCEMiCExCZ07		Com-Indoor-CFLSDGMiCExCZ07

		Misc - Commercial - 08		Misc - Commercial		08		DO8 v3.02		Com-Indoor-CFL		Ex		MiC		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.1366666667		1.2633333333		-0.0023333333		0.726		3940		SDG		1.14		1.26		-0.00212		0.726		3940						Com-Indoor-CFLPGEMiCExCZ08		Com-Indoor-CFLSCEMiCExCZ08		Com-Indoor-CFLSDGMiCExCZ08

		Misc - Commercial - 09		Misc - Commercial		09		DO8 v3.02		Com-Indoor-CFL		Ex		MiC		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.1433333333		1.29		-0.0020666667		0.726		3940		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMiCExCZ09		Com-Indoor-CFLSCEMiCExCZ09		Com-Indoor-CFLSDGMiCExCZ09

		Misc - Commercial - 10		Misc - Commercial		10		DO8 v3.02		Com-Indoor-CFL		Ex		MiC		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.24		-0.00237		0.726		3940		SDG		1.14		1.2566666667		-0.002267		0.726		3940						Com-Indoor-CFLPGEMiCExCZ10		Com-Indoor-CFLSCEMiCExCZ10		Com-Indoor-CFLSDGMiCExCZ10

		Misc - Commercial - 11		Misc - Commercial		11		DO8 v3.02		Com-Indoor-CFL		Ex		MiC		CZ11		Wtd		PGE		1.0533333333		1.2133333333		-0.0059033333		0.726		3940		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMiCExCZ11		Com-Indoor-CFLSCEMiCExCZ11		Com-Indoor-CFLSDGMiCExCZ11

		Misc - Commercial - 12		Misc - Commercial		12		DO8 v3.02		Com-Indoor-CFL		Ex		MiC		CZ12		Wtd		PGE		1.0566666667		1.2066666667		-0.0055666667		0.726		3940		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMiCExCZ12		Com-Indoor-CFLSCEMiCExCZ12		Com-Indoor-CFLSDGMiCExCZ12

		Misc - Commercial - 13		Misc - Commercial		13		DO8 v3.02		Com-Indoor-CFL		Ex		MiC		CZ13		Wtd		PGE		1.0766666667		1.2066666667		-0.0042966667		0.726		3940		SCE		1.11		1.2633333333		-0.0044633333		0.726		3940		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMiCExCZ13		Com-Indoor-CFLSCEMiCExCZ13		Com-Indoor-CFLSDGMiCExCZ13

		Misc - Commercial - 14		Misc - Commercial		14		DO8 v3.02		Com-Indoor-CFL		Ex		MiC		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.0933333333		1.23		-0.0048933333		0.726		3940		SDG		1.1033333333		1.2366666667		-0.00483		0.726		3940						Com-Indoor-CFLPGEMiCExCZ14		Com-Indoor-CFLSCEMiCExCZ14		Com-Indoor-CFLSDGMiCExCZ14

		Misc - Commercial - 15		Misc - Commercial		15		DO8 v3.02		Com-Indoor-CFL		Ex		MiC		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.1766666667		1.2733333333		-0.0009936667		0.726		3940		SDG		1.1933333333		1.28		-0.0009003333		0.726		3940						Com-Indoor-CFLPGEMiCExCZ15		Com-Indoor-CFLSCEMiCExCZ15		Com-Indoor-CFLSDGMiCExCZ15

		Misc - Commercial - 16		Misc - Commercial		16		DO8 v3.02		Com-Indoor-CFL		Ex		MiC		CZ16		Wtd		PGE		0.98		1.1766666667		-0.0101633333		0.726		3940		SCE		0.9966666667		1.22		-0.0105966667		0.726		3940		SDG		0		0		0		0		0						Com-Indoor-CFLPGEMiCExCZ16		Com-Indoor-CFLSCEMiCExCZ16		Com-Indoor-CFLSDGMiCExCZ16

		Misc - Commercial - 17		Misc - Commercial		17		DO8 v3.02		Com-Indoor-CFL		Ex		MiC		IOU		Wtd		PGE		1.06		1.21		-0.0051533333		0.726		3940		SCE		1.1266666667		1.2566666667		-0.0026066667		0.726		3940		SDG		1.1366666667		1.2466666667		-0.0020043333		0.726		3940						Com-Indoor-CFLPGEMiCExIOU		Com-Indoor-CFLSCEMiCExIOU		Com-Indoor-CFLSDGMiCExIOU

		Office - Large - 01		Office - Large		01		DO8 v3.02		Com-Indoor-CFL		Ex		OfL		CZ01		Wtd		PGE		1.1		1.24		-0.0083		0.625		3000		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfLExCZ01		Com-Indoor-CFLSCEOfLExCZ01		Com-Indoor-CFLSDGOfLExCZ01

		Office - Large - 02		Office - Large		02		DO8 v3.02		Com-Indoor-CFL		Ex		OfL		CZ02		Wtd		PGE		1.1		1.35		-0.0071		0.625		3000		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfLExCZ02		Com-Indoor-CFLSCEOfLExCZ02		Com-Indoor-CFLSDGOfLExCZ02

		Office - Large - 03		Office - Large		03		DO8 v3.02		Com-Indoor-CFL		Ex		OfL		CZ03		Wtd		PGE		1.11		1.33		-0.0063		0.625		3000		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfLExCZ03		Com-Indoor-CFLSCEOfLExCZ03		Com-Indoor-CFLSDGOfLExCZ03

		Office - Large - 04		Office - Large		04		DO8 v3.02		Com-Indoor-CFL		Ex		OfL		CZ04		Wtd		PGE		1.13		1.35		-0.0055		0.625		3000		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfLExCZ04		Com-Indoor-CFLSCEOfLExCZ04		Com-Indoor-CFLSDGOfLExCZ04

		Office - Large - 05		Office - Large		05		DO8 v3.02		Com-Indoor-CFL		Ex		OfL		CZ05		Wtd		PGE		1.12		1.3		-0.0056		0.625		3000		SCE		1.14		1.31		-0.0062		0.625		3000		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfLExCZ05		Com-Indoor-CFLSCEOfLExCZ05		Com-Indoor-CFLSDGOfLExCZ05

		Office - Large - 06		Office - Large		06		DO8 v3.02		Com-Indoor-CFL		Ex		OfL		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.31		-0.0041		0.625		3000		SDG		1.15		1.26		-0.0021		0.625		3000						Com-Indoor-CFLPGEOfLExCZ06		Com-Indoor-CFLSCEOfLExCZ06		Com-Indoor-CFLSDGOfLExCZ06

		Office - Large - 07		Office - Large		07		DO8 v3.02		Com-Indoor-CFL		Ex		OfL		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.16		1.28		-0.0021		0.625		3000						Com-Indoor-CFLPGEOfLExCZ07		Com-Indoor-CFLSCEOfLExCZ07		Com-Indoor-CFLSDGOfLExCZ07

		Office - Large - 08		Office - Large		08		DO8 v3.02		Com-Indoor-CFL		Ex		OfL		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.36		-0.0042		0.625		3000		SDG		1.16		1.33		-0.0022		0.625		3000						Com-Indoor-CFLPGEOfLExCZ08		Com-Indoor-CFLSCEOfLExCZ08		Com-Indoor-CFLSDGOfLExCZ08

		Office - Large - 09		Office - Large		09		DO8 v3.02		Com-Indoor-CFL		Ex		OfL		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.37		-0.0047		0.625		3000		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfLExCZ09		Com-Indoor-CFLSCEOfLExCZ09		Com-Indoor-CFLSDGOfLExCZ09

		Office - Large - 10		Office - Large		10		DO8 v3.02		Com-Indoor-CFL		Ex		OfL		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.28		-0.0042		0.625		3000		SDG		1.15		1.24		-0.0026		0.625		3000						Com-Indoor-CFLPGEOfLExCZ10		Com-Indoor-CFLSCEOfLExCZ10		Com-Indoor-CFLSDGOfLExCZ10

		Office - Large - 11		Office - Large		11		DO8 v3.02		Com-Indoor-CFL		Ex		OfL		CZ11		Wtd		PGE		1.11		1.39		-0.0077		0.625		3000		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfLExCZ11		Com-Indoor-CFLSCEOfLExCZ11		Com-Indoor-CFLSDGOfLExCZ11

		Office - Large - 12		Office - Large		12		DO8 v3.02		Com-Indoor-CFL		Ex		OfL		CZ12		Wtd		PGE		1.11		1.38		-0.007		0.625		3000		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfLExCZ12		Com-Indoor-CFLSCEOfLExCZ12		Com-Indoor-CFLSDGOfLExCZ12

		Office - Large - 13		Office - Large		13		DO8 v3.02		Com-Indoor-CFL		Ex		OfL		CZ13		Wtd		PGE		1.14		1.37		-0.0057		0.625		3000		SCE		1.16		1.36		-0.0057		0.625		3000		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfLExCZ13		Com-Indoor-CFLSCEOfLExCZ13		Com-Indoor-CFLSDGOfLExCZ13

		Office - Large - 14		Office - Large		14		DO8 v3.02		Com-Indoor-CFL		Ex		OfL		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.31		-0.0065		0.625		3000		SDG		1.13		1.26		-0.0038		0.625		3000						Com-Indoor-CFLPGEOfLExCZ14		Com-Indoor-CFLSCEOfLExCZ14		Com-Indoor-CFLSDGOfLExCZ14

		Office - Large - 15		Office - Large		15		DO8 v3.02		Com-Indoor-CFL		Ex		OfL		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.23		1.35		-0.0028		0.625		3000		SDG		1.23		1.32		-0.0017		0.625		3000						Com-Indoor-CFLPGEOfLExCZ15		Com-Indoor-CFLSCEOfLExCZ15		Com-Indoor-CFLSDGOfLExCZ15

		Office - Large - 16		Office - Large		16		DO8 v3.02		Com-Indoor-CFL		Ex		OfL		CZ16		Wtd		PGE		1.01		1.34		-0.014		0.625		3000		SCE		1.04		1.31		-0.013		0.625		3000		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfLExCZ16		Com-Indoor-CFLSCEOfLExCZ16		Com-Indoor-CFLSDGOfLExCZ16

		Office - Large - 17		Office - Large		17		DO8 v3.02		Com-Indoor-CFL		Ex		OfL		IOU		Wtd		PGE		1.12		1.35		-0.00627		0.625		3000		SCE		1.17		1.34		-0.0044		0.625		3000		SDG		1.16		1.27		-0.0022		0.625		3000						Com-Indoor-CFLPGEOfLExIOU		Com-Indoor-CFLSCEOfLExIOU		Com-Indoor-CFLSDGOfLExIOU

		Office - Small - 01		Office - Small		01		DO8 v3.02		Com-Indoor-CFL		Ex		OfS		CZ01		Wtd		PGE		1.04		1.17		-0.0047		0.678		2980		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfSExCZ01		Com-Indoor-CFLSCEOfSExCZ01		Com-Indoor-CFLSDGOfSExCZ01

		Office - Small - 02		Office - Small		02		DO8 v3.02		Com-Indoor-CFL		Ex		OfS		CZ02		Wtd		PGE		1.06		1.21		-0.00389		0.678		2980		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfSExCZ02		Com-Indoor-CFLSCEOfSExCZ02		Com-Indoor-CFLSDGOfSExCZ02

		Office - Small - 03		Office - Small		03		DO8 v3.02		Com-Indoor-CFL		Ex		OfS		CZ03		Wtd		PGE		1.06		1.23		-0.003		0.678		2980		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfSExCZ03		Com-Indoor-CFLSCEOfSExCZ03		Com-Indoor-CFLSDGOfSExCZ03

		Office - Small - 04		Office - Small		04		DO8 v3.02		Com-Indoor-CFL		Ex		OfS		CZ04		Wtd		PGE		1.08		1.23		-0.0028		0.678		2980		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfSExCZ04		Com-Indoor-CFLSCEOfSExCZ04		Com-Indoor-CFLSDGOfSExCZ04

		Office - Small - 05		Office - Small		05		DO8 v3.02		Com-Indoor-CFL		Ex		OfS		CZ05		Wtd		PGE		1.08		1.21		-0.002		0.678		2980		SCE		1.12		1.27		-0.0022		0.678		2980		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfSExCZ05		Com-Indoor-CFLSCEOfSExCZ05		Com-Indoor-CFLSDGOfSExCZ05

		Office - Small - 06		Office - Small		06		DO8 v3.02		Com-Indoor-CFL		Ex		OfS		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.28		-0.0012		0.678		2980		SDG		1.15		1.28		-0.00051		0.678		2980						Com-Indoor-CFLPGEOfSExCZ06		Com-Indoor-CFLSCEOfSExCZ06		Com-Indoor-CFLSDGOfSExCZ06

		Office - Small - 07		Office - Small		07		DO8 v3.02		Com-Indoor-CFL		Ex		OfS		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.16		1.25		-0.000359		0.678		2980						Com-Indoor-CFLPGEOfSExCZ07		Com-Indoor-CFLSCEOfSExCZ07		Com-Indoor-CFLSDGOfSExCZ07

		Office - Small - 08		Office - Small		08		DO8 v3.02		Com-Indoor-CFL		Ex		OfS		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.29		-0.0013		0.678		2980		SDG		1.16		1.28		-0.00055		0.678		2980						Com-Indoor-CFLPGEOfSExCZ08		Com-Indoor-CFLSCEOfSExCZ08		Com-Indoor-CFLSDGOfSExCZ08

		Office - Small - 09		Office - Small		09		DO8 v3.02		Com-Indoor-CFL		Ex		OfS		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.32		-0.0013		0.678		2980		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfSExCZ09		Com-Indoor-CFLSCEOfSExCZ09		Com-Indoor-CFLSDGOfSExCZ09

		Office - Small - 10		Office - Small		10		DO8 v3.02		Com-Indoor-CFL		Ex		OfS		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.28		-0.0012		0.678		2980		SDG		1.16		1.27		-0.000691		0.678		2980						Com-Indoor-CFLPGEOfSExCZ10		Com-Indoor-CFLSCEOfSExCZ10		Com-Indoor-CFLSDGOfSExCZ10

		Office - Small - 11		Office - Small		11		DO8 v3.02		Com-Indoor-CFL		Ex		OfS		CZ11		Wtd		PGE		1.06		1.24		-0.0048		0.678		2980		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfSExCZ11		Com-Indoor-CFLSCEOfSExCZ11		Com-Indoor-CFLSDGOfSExCZ11

		Office - Small - 12		Office - Small		12		DO8 v3.02		Com-Indoor-CFL		Ex		OfS		CZ12		Wtd		PGE		1.07		1.23		-0.00419		0.678		2980		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfSExCZ12		Com-Indoor-CFLSCEOfSExCZ12		Com-Indoor-CFLSDGOfSExCZ12

		Office - Small - 13		Office - Small		13		DO8 v3.02		Com-Indoor-CFL		Ex		OfS		CZ13		Wtd		PGE		1.09		1.24		-0.0032		0.678		2980		SCE		1.13		1.31		-0.0031		0.678		2980		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfSExCZ13		Com-Indoor-CFLSCEOfSExCZ13		Com-Indoor-CFLSDGOfSExCZ13

		Office - Small - 14		Office - Small		14		DO8 v3.02		Com-Indoor-CFL		Ex		OfS		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.29		-0.003		0.678		2980		SDG		1.12		1.28		-0.0025		0.678		2980						Com-Indoor-CFLPGEOfSExCZ14		Com-Indoor-CFLSCEOfSExCZ14		Com-Indoor-CFLSDGOfSExCZ14

		Office - Small - 15		Office - Small		15		DO8 v3.02		Com-Indoor-CFL		Ex		OfS		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.2		1.31		-0.00057		0.678		2980		SDG		1.21		1.3		-0.00027		0.678		2980						Com-Indoor-CFLPGEOfSExCZ15		Com-Indoor-CFLSCEOfSExCZ15		Com-Indoor-CFLSDGOfSExCZ15

		Office - Small - 16		Office - Small		16		DO8 v3.02		Com-Indoor-CFL		Ex		OfS		CZ16		Wtd		PGE		0.99		1.23		-0.00849		0.678		2980		SCE		1		1.28		-0.00779		0.678		2980		SDG		0		0		0		0		0						Com-Indoor-CFLPGEOfSExCZ16		Com-Indoor-CFLSCEOfSExCZ16		Com-Indoor-CFLSDGOfSExCZ16

		Office - Small - 17		Office - Small		17		DO8 v3.02		Com-Indoor-CFL		Ex		OfS		IOU		Wtd		PGE		1.07		1.23		-0.00349		0.678		2980		SCE		1.15		1.29		-0.00146		0.678		2980		SDG		1.16		1.25		-0.000433		0.678		2980						Com-Indoor-CFLPGEOfSExIOU		Com-Indoor-CFLSCEOfSExIOU		Com-Indoor-CFLSDGOfSExIOU

		Restaurant - Fast-Food - 01		Restaurant - Fast-Food		01		DO8 v3.02		Com-Indoor-CFL		Ex		RFF		CZ01		Wtd		PGE		1		1.13		-0.01		0.808		4810		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERFFExCZ01		Com-Indoor-CFLSCERFFExCZ01		Com-Indoor-CFLSDGRFFExCZ01

		Restaurant - Fast-Food - 02		Restaurant - Fast-Food		02		DO8 v3.02		Com-Indoor-CFL		Ex		RFF		CZ02		Wtd		PGE		1.03		1.16		-0.0074		0.808		4810		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERFFExCZ02		Com-Indoor-CFLSCERFFExCZ02		Com-Indoor-CFLSDGRFFExCZ02

		Restaurant - Fast-Food - 03		Restaurant - Fast-Food		03		DO8 v3.02		Com-Indoor-CFL		Ex		RFF		CZ03		Wtd		PGE		1.03		1.16		-0.00761		0.808		4810		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERFFExCZ03		Com-Indoor-CFLSCERFFExCZ03		Com-Indoor-CFLSDGRFFExCZ03

		Restaurant - Fast-Food - 04		Restaurant - Fast-Food		04		DO8 v3.02		Com-Indoor-CFL		Ex		RFF		CZ04		Wtd		PGE		1.05		1.16		-0.00651		0.808		4810		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERFFExCZ04		Com-Indoor-CFLSCERFFExCZ04		Com-Indoor-CFLSDGRFFExCZ04

		Restaurant - Fast-Food - 05		Restaurant - Fast-Food		05		DO8 v3.02		Com-Indoor-CFL		Ex		RFF		CZ05		Wtd		PGE		1.04		1.15		-0.00711		0.808		4810		SCE		1.06		1.2		-0.008		0.808		4810		SDG		0		0		0		0		0						Com-Indoor-CFLPGERFFExCZ05		Com-Indoor-CFLSCERFFExCZ05		Com-Indoor-CFLSDGRFFExCZ05

		Restaurant - Fast-Food - 06		Restaurant - Fast-Food		06		DO8 v3.02		Com-Indoor-CFL		Ex		RFF		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.21		-0.0057		0.808		4810		SDG		1.11		1.22		-0.0059		0.808		4810						Com-Indoor-CFLPGERFFExCZ06		Com-Indoor-CFLSCERFFExCZ06		Com-Indoor-CFLSDGRFFExCZ06

		Restaurant - Fast-Food - 07		Restaurant - Fast-Food		07		DO8 v3.02		Com-Indoor-CFL		Ex		RFF		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.11		1.21		-0.00509		0.808		4810						Com-Indoor-CFLPGERFFExCZ07		Com-Indoor-CFLSCERFFExCZ07		Com-Indoor-CFLSDGRFFExCZ07

		Restaurant - Fast-Food - 08		Restaurant - Fast-Food		08		DO8 v3.02		Com-Indoor-CFL		Ex		RFF		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.22		-0.0048		0.808		4810		SDG		1.12		1.23		-0.00499		0.808		4810						Com-Indoor-CFLPGERFFExCZ08		Com-Indoor-CFLSCERFFExCZ08		Com-Indoor-CFLSDGRFFExCZ08

		Restaurant - Fast-Food - 09		Restaurant - Fast-Food		09		DO8 v3.02		Com-Indoor-CFL		Ex		RFF		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.22		-0.00459		0.808		4810		SDG		0		0		0		0		0						Com-Indoor-CFLPGERFFExCZ09		Com-Indoor-CFLSCERFFExCZ09		Com-Indoor-CFLSDGRFFExCZ09

		Restaurant - Fast-Food - 10		Restaurant - Fast-Food		10		DO8 v3.02		Com-Indoor-CFL		Ex		RFF		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.08		1.2		-0.00509		0.808		4810		SDG		1.12		1.23		-0.00509		0.808		4810						Com-Indoor-CFLPGERFFExCZ10		Com-Indoor-CFLSCERFFExCZ10		Com-Indoor-CFLSDGRFFExCZ10

		Restaurant - Fast-Food - 11		Restaurant - Fast-Food		11		DO8 v3.02		Com-Indoor-CFL		Ex		RFF		CZ11		Wtd		PGE		1.04		1.17		-0.0068		0.808		4810		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERFFExCZ11		Com-Indoor-CFLSCERFFExCZ11		Com-Indoor-CFLSDGRFFExCZ11

		Restaurant - Fast-Food - 12		Restaurant - Fast-Food		12		DO8 v3.02		Com-Indoor-CFL		Ex		RFF		CZ12		Wtd		PGE		1.04		1.17		-0.0069		0.808		4810		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERFFExCZ12		Com-Indoor-CFLSCERFFExCZ12		Com-Indoor-CFLSDGRFFExCZ12

		Restaurant - Fast-Food - 13		Restaurant - Fast-Food		13		DO8 v3.02		Com-Indoor-CFL		Ex		RFF		CZ13		Wtd		PGE		1.06		1.16		-0.00541		0.808		4810		SCE		1.09		1.2		-0.0063		0.808		4810		SDG		0		0		0		0		0						Com-Indoor-CFLPGERFFExCZ13		Com-Indoor-CFLSCERFFExCZ13		Com-Indoor-CFLSDGRFFExCZ13

		Restaurant - Fast-Food - 14		Restaurant - Fast-Food		14		DO8 v3.02		Com-Indoor-CFL		Ex		RFF		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.23		-0.0073		0.808		4810		SDG		1.1		1.25		-0.0073		0.808		4810						Com-Indoor-CFLPGERFFExCZ14		Com-Indoor-CFLSCERFFExCZ14		Com-Indoor-CFLSDGRFFExCZ14

		Restaurant - Fast-Food - 15		Restaurant - Fast-Food		15		DO8 v3.02		Com-Indoor-CFL		Ex		RFF		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.22		-0.0026		0.808		4810		SDG		1.18		1.24		-0.00249		0.808		4810						Com-Indoor-CFLPGERFFExCZ15		Com-Indoor-CFLSCERFFExCZ15		Com-Indoor-CFLSDGRFFExCZ15

		Restaurant - Fast-Food - 16		Restaurant - Fast-Food		16		DO8 v3.02		Com-Indoor-CFL		Ex		RFF		CZ16		Wtd		PGE		0.97		1.17		-0.012		0.808		4810		SCE		0.99		1.21		-0.014		0.808		4810		SDG		0		0		0		0		0						Com-Indoor-CFLPGERFFExCZ16		Com-Indoor-CFLSCERFFExCZ16		Com-Indoor-CFLSDGRFFExCZ16

		Restaurant - Fast-Food - 17		Restaurant - Fast-Food		17		DO8 v3.02		Com-Indoor-CFL		Ex		RFF		IOU		Wtd		PGE		1.04		1.16		-0.00699		0.808		4810		SCE		1.09		1.21		-0.00528		0.808		4810		SDG		1.11		1.22		-0.00514		0.808		4810						Com-Indoor-CFLPGERFFExIOU		Com-Indoor-CFLSCERFFExIOU		Com-Indoor-CFLSDGRFFExIOU

		Restaurant - Sit-Down - 01		Restaurant - Sit-Down		01		DO8 v3.02		Com-Indoor-CFL		Ex		RSD		CZ01		Wtd		PGE		0.99		1.16		-0.01		0.8		4830		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERSDExCZ01		Com-Indoor-CFLSCERSDExCZ01		Com-Indoor-CFLSDGRSDExCZ01

		Restaurant - Sit-Down - 02		Restaurant - Sit-Down		02		DO8 v3.02		Com-Indoor-CFL		Ex		RSD		CZ02		Wtd		PGE		1.03		1.17		-0.0072		0.8		4830		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERSDExCZ02		Com-Indoor-CFLSCERSDExCZ02		Com-Indoor-CFLSDGRSDExCZ02

		Restaurant - Sit-Down - 03		Restaurant - Sit-Down		03		DO8 v3.02		Com-Indoor-CFL		Ex		RSD		CZ03		Wtd		PGE		1.04		1.19		-0.00731		0.8		4830		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERSDExCZ03		Com-Indoor-CFLSCERSDExCZ03		Com-Indoor-CFLSDGRSDExCZ03

		Restaurant - Sit-Down - 04		Restaurant - Sit-Down		04		DO8 v3.02		Com-Indoor-CFL		Ex		RSD		CZ04		Wtd		PGE		1.06		1.18		-0.00611		0.8		4830		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERSDExCZ04		Com-Indoor-CFLSCERSDExCZ04		Com-Indoor-CFLSDGRSDExCZ04

		Restaurant - Sit-Down - 05		Restaurant - Sit-Down		05		DO8 v3.02		Com-Indoor-CFL		Ex		RSD		CZ05		Wtd		PGE		1.05		1.18		-0.0064		0.8		4830		SCE		1.07		1.23		-0.00739		0.8		4830		SDG		0		0		0		0		0						Com-Indoor-CFLPGERSDExCZ05		Com-Indoor-CFLSCERSDExCZ05		Com-Indoor-CFLSDGRSDExCZ05

		Restaurant - Sit-Down - 06		Restaurant - Sit-Down		06		DO8 v3.02		Com-Indoor-CFL		Ex		RSD		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.24		-0.00499		0.8		4830		SDG		1.12		1.25		-0.0052		0.8		4830						Com-Indoor-CFLPGERSDExCZ06		Com-Indoor-CFLSCERSDExCZ06		Com-Indoor-CFLSDGRSDExCZ06

		Restaurant - Sit-Down - 07		Restaurant - Sit-Down		07		DO8 v3.02		Com-Indoor-CFL		Ex		RSD		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.13		1.24		-0.0041		0.8		4830						Com-Indoor-CFLPGERSDExCZ07		Com-Indoor-CFLSCERSDExCZ07		Com-Indoor-CFLSDGRSDExCZ07

		Restaurant - Sit-Down - 08		Restaurant - Sit-Down		08		DO8 v3.02		Com-Indoor-CFL		Ex		RSD		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.23		-0.0042		0.8		4830		SDG		1.14		1.24		-0.00431		0.8		4830						Com-Indoor-CFLPGERSDExCZ08		Com-Indoor-CFLSCERSDExCZ08		Com-Indoor-CFLSDGRSDExCZ08

		Restaurant - Sit-Down - 09		Restaurant - Sit-Down		09		DO8 v3.02		Com-Indoor-CFL		Ex		RSD		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.25		-0.0036		0.8		4830		SDG		0		0		0		0		0						Com-Indoor-CFLPGERSDExCZ09		Com-Indoor-CFLSCERSDExCZ09		Com-Indoor-CFLSDGRSDExCZ09

		Restaurant - Sit-Down - 10		Restaurant - Sit-Down		10		DO8 v3.02		Com-Indoor-CFL		Ex		RSD		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.2		-0.00431		0.8		4830		SDG		1.14		1.25		-0.00441		0.8		4830						Com-Indoor-CFLPGERSDExCZ10		Com-Indoor-CFLSCERSDExCZ10		Com-Indoor-CFLSDGRSDExCZ10

		Restaurant - Sit-Down - 11		Restaurant - Sit-Down		11		DO8 v3.02		Com-Indoor-CFL		Ex		RSD		CZ11		Wtd		PGE		1.05		1.18		-0.0064		0.8		4830		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERSDExCZ11		Com-Indoor-CFLSCERSDExCZ11		Com-Indoor-CFLSDGRSDExCZ11

		Restaurant - Sit-Down - 12		Restaurant - Sit-Down		12		DO8 v3.02		Com-Indoor-CFL		Ex		RSD		CZ12		Wtd		PGE		1.05		1.17		-0.0064		0.8		4830		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERSDExCZ12		Com-Indoor-CFLSCERSDExCZ12		Com-Indoor-CFLSDGRSDExCZ12

		Restaurant - Sit-Down - 13		Restaurant - Sit-Down		13		DO8 v3.02		Com-Indoor-CFL		Ex		RSD		CZ13		Wtd		PGE		1.07		1.15		-0.0052		0.8		4830		SCE		1.1		1.19		-0.006		0.8		4830		SDG		0		0		0		0		0						Com-Indoor-CFLPGERSDExCZ13		Com-Indoor-CFLSCERSDExCZ13		Com-Indoor-CFLSDGRSDExCZ13

		Restaurant - Sit-Down - 14		Restaurant - Sit-Down		14		DO8 v3.02		Com-Indoor-CFL		Ex		RSD		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.18		-0.00689		0.8		4830		SDG		1.11		1.2		-0.0071		0.8		4830						Com-Indoor-CFLPGERSDExCZ14		Com-Indoor-CFLSCERSDExCZ14		Com-Indoor-CFLSDGRSDExCZ14

		Restaurant - Sit-Down - 15		Restaurant - Sit-Down		15		DO8 v3.02		Com-Indoor-CFL		Ex		RSD		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.22		-0.0019		0.8		4830		SDG		1.2		1.24		-0.0019		0.8		4830						Com-Indoor-CFLPGERSDExCZ15		Com-Indoor-CFLSCERSDExCZ15		Com-Indoor-CFLSDGRSDExCZ15

		Restaurant - Sit-Down - 16		Restaurant - Sit-Down		16		DO8 v3.02		Com-Indoor-CFL		Ex		RSD		CZ16		Wtd		PGE		0.97		1.1		-0.011		0.8		4830		SCE		1		1.13		-0.013		0.8		4830		SDG		0		0		0		0		0						Com-Indoor-CFLPGERSDExCZ16		Com-Indoor-CFLSCERSDExCZ16		Com-Indoor-CFLSDGRSDExCZ16

		Restaurant - Sit-Down - 17		Restaurant - Sit-Down		17		DO8 v3.02		Com-Indoor-CFL		Ex		RSD		IOU		Wtd		PGE		1.05		1.18		-0.00663		0.8		4830		SCE		1.11		1.22		-0.00455		0.8		4830		SDG		1.13		1.24		-0.00422		0.8		4830						Com-Indoor-CFLPGERSDExIOU		Com-Indoor-CFLSCERSDExIOU		Com-Indoor-CFLSDGRSDExIOU

		Retail - Multistory Large - 01		Retail - Multistory Large		01		DO8 v3.02		Com-Indoor-CFL		Ex		Rt3		CZ01		Wtd		PGE		1.01		1.21		-0.011		0.631		3710		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERt3ExCZ01		Com-Indoor-CFLSCERt3ExCZ01		Com-Indoor-CFLSDGRt3ExCZ01

		Retail - Multistory Large - 02		Retail - Multistory Large		02		DO8 v3.02		Com-Indoor-CFL		Ex		Rt3		CZ02		Wtd		PGE		1.06		1.21		-0.0069		0.631		3710		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERt3ExCZ02		Com-Indoor-CFLSCERt3ExCZ02		Com-Indoor-CFLSDGRt3ExCZ02

		Retail - Multistory Large - 03		Retail - Multistory Large		03		DO8 v3.02		Com-Indoor-CFL		Ex		Rt3		CZ03		Wtd		PGE		1.08		1.23		-0.00539		0.631		3710		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERt3ExCZ03		Com-Indoor-CFLSCERt3ExCZ03		Com-Indoor-CFLSDGRt3ExCZ03

		Retail - Multistory Large - 04		Retail - Multistory Large		04		DO8 v3.02		Com-Indoor-CFL		Ex		Rt3		CZ04		Wtd		PGE		1.09		1.23		-0.0048		0.631		3710		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERt3ExCZ04		Com-Indoor-CFLSCERt3ExCZ04		Com-Indoor-CFLSDGRt3ExCZ04

		Retail - Multistory Large - 05		Retail - Multistory Large		05		DO8 v3.02		Com-Indoor-CFL		Ex		Rt3		CZ05		Wtd		PGE		1.1		1.19		-0.00299		0.631		3710		SCE		1.12		1.24		-0.00291		0.631		3710		SDG		0		0		0		0		0						Com-Indoor-CFLPGERt3ExCZ05		Com-Indoor-CFLSCERt3ExCZ05		Com-Indoor-CFLSDGRt3ExCZ05

		Retail - Multistory Large - 06		Retail - Multistory Large		06		DO8 v3.02		Com-Indoor-CFL		Ex		Rt3		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.28		-0.000941		0.631		3710		SDG		1.14		1.28		-0.000879		0.631		3710						Com-Indoor-CFLPGERt3ExCZ06		Com-Indoor-CFLSCERt3ExCZ06		Com-Indoor-CFLSDGRt3ExCZ06

		Retail - Multistory Large - 07		Retail - Multistory Large		07		DO8 v3.02		Com-Indoor-CFL		Ex		Rt3		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.15		1.28		-0.000491		0.631		3710						Com-Indoor-CFLPGERt3ExCZ07		Com-Indoor-CFLSCERt3ExCZ07		Com-Indoor-CFLSDGRt3ExCZ07

		Retail - Multistory Large - 08		Retail - Multistory Large		08		DO8 v3.02		Com-Indoor-CFL		Ex		Rt3		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.26		-0.0011		0.631		3710		SDG		1.15		1.25		-0.0011		0.631		3710						Com-Indoor-CFLPGERt3ExCZ08		Com-Indoor-CFLSCERt3ExCZ08		Com-Indoor-CFLSDGRt3ExCZ08

		Retail - Multistory Large - 09		Retail - Multistory Large		09		DO8 v3.02		Com-Indoor-CFL		Ex		Rt3		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.29		-0.000819		0.631		3710		SDG		0		0		0		0		0						Com-Indoor-CFLPGERt3ExCZ09		Com-Indoor-CFLSCERt3ExCZ09		Com-Indoor-CFLSDGRt3ExCZ09

		Retail - Multistory Large - 10		Retail - Multistory Large		10		DO8 v3.02		Com-Indoor-CFL		Ex		Rt3		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.18		-0.0014		0.631		3710		SDG		1.14		1.2		-0.0014		0.631		3710						Com-Indoor-CFLPGERt3ExCZ10		Com-Indoor-CFLSCERt3ExCZ10		Com-Indoor-CFLSDGRt3ExCZ10

		Retail - Multistory Large - 11		Retail - Multistory Large		11		DO8 v3.02		Com-Indoor-CFL		Ex		Rt3		CZ11		Wtd		PGE		1.05		1.22		-0.00741		0.631		3710		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERt3ExCZ11		Com-Indoor-CFLSCERt3ExCZ11		Com-Indoor-CFLSDGRt3ExCZ11

		Retail - Multistory Large - 12		Retail - Multistory Large		12		DO8 v3.02		Com-Indoor-CFL		Ex		Rt3		CZ12		Wtd		PGE		1.06		1.22		-0.0069		0.631		3710		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERt3ExCZ12		Com-Indoor-CFLSCERt3ExCZ12		Com-Indoor-CFLSDGRt3ExCZ12

		Retail - Multistory Large - 13		Retail - Multistory Large		13		DO8 v3.02		Com-Indoor-CFL		Ex		Rt3		CZ13		Wtd		PGE		1.08		1.18		-0.00531		0.631		3710		SCE		1.1		1.21		-0.00501		0.631		3710		SDG		0		0		0		0		0						Com-Indoor-CFLPGERt3ExCZ13		Com-Indoor-CFLSCERt3ExCZ13		Com-Indoor-CFLSDGRt3ExCZ13

		Retail - Multistory Large - 14		Retail - Multistory Large		14		DO8 v3.02		Com-Indoor-CFL		Ex		Rt3		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.08		1.24		-0.00601		0.631		3710		SDG		1.08		1.25		-0.00601		0.631		3710						Com-Indoor-CFLPGERt3ExCZ14		Com-Indoor-CFLSCERt3ExCZ14		Com-Indoor-CFLSDGRt3ExCZ14

		Retail - Multistory Large - 15		Retail - Multistory Large		15		DO8 v3.02		Com-Indoor-CFL		Ex		Rt3		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.28		-0.000399		0.631		3710		SDG		1.18		1.29		-0.000399		0.631		3710						Com-Indoor-CFLPGERt3ExCZ15		Com-Indoor-CFLSCERt3ExCZ15		Com-Indoor-CFLSDGRt3ExCZ15

		Retail - Multistory Large - 16		Retail - Multistory Large		16		DO8 v3.02		Com-Indoor-CFL		Ex		Rt3		CZ16		Wtd		PGE		0.97		1.05		-0.013		0.631		3710		SCE		0.97		1.05		-0.012		0.631		3710		SDG		0		0		0		0		0						Com-Indoor-CFLPGERt3ExCZ16		Com-Indoor-CFLSCERt3ExCZ16		Com-Indoor-CFLSDGRt3ExCZ16

		Retail - Multistory Large - 17		Retail - Multistory Large		17		DO8 v3.02		Com-Indoor-CFL		Ex		Rt3		IOU		Wtd		PGE		1.07		1.22		-0.00588		0.631		3710		SCE		1.15		1.25		-0.00147		0.631		3710		SDG		1.15		1.26		-0.000768		0.631		3710						Com-Indoor-CFLPGERt3ExIOU		Com-Indoor-CFLSCERt3ExIOU		Com-Indoor-CFLSDGRt3ExIOU

		Retail - Single-Story Large - 01		Retail - Single-Story Large		01		DO8 v3.02		Com-Indoor-CFL		Ex		RtL		CZ01		Wtd		PGE		1.01		1.19		-0.01		0.689		4350		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtLExCZ01		Com-Indoor-CFLSCERtLExCZ01		Com-Indoor-CFLSDGRtLExCZ01

		Retail - Single-Story Large - 02		Retail - Single-Story Large		02		DO8 v3.02		Com-Indoor-CFL		Ex		RtL		CZ02		Wtd		PGE		1.05		1.21		-0.0069		0.689		4350		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtLExCZ02		Com-Indoor-CFLSCERtLExCZ02		Com-Indoor-CFLSDGRtLExCZ02

		Retail - Single-Story Large - 03		Retail - Single-Story Large		03		DO8 v3.02		Com-Indoor-CFL		Ex		RtL		CZ03		Wtd		PGE		1.08		1.22		-0.0057		0.689		4350		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtLExCZ03		Com-Indoor-CFLSCERtLExCZ03		Com-Indoor-CFLSDGRtLExCZ03

		Retail - Single-Story Large - 04		Retail - Single-Story Large		04		DO8 v3.02		Com-Indoor-CFL		Ex		RtL		CZ04		Wtd		PGE		1.09		1.23		-0.0049		0.689		4350		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtLExCZ04		Com-Indoor-CFLSCERtLExCZ04		Com-Indoor-CFLSDGRtLExCZ04

		Retail - Single-Story Large - 05		Retail - Single-Story Large		05		DO8 v3.02		Com-Indoor-CFL		Ex		RtL		CZ05		Wtd		PGE		1.08		1.2		-0.00421		0.689		4350		SCE		1.11		1.26		-0.00391		0.689		4350		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtLExCZ05		Com-Indoor-CFLSCERtLExCZ05		Com-Indoor-CFLSDGRtLExCZ05

		Retail - Single-Story Large - 06		Retail - Single-Story Large		06		DO8 v3.02		Com-Indoor-CFL		Ex		RtL		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.27		-0.0023		0.689		4350		SDG		1.13		1.27		-0.00239		0.689		4350						Com-Indoor-CFLPGERtLExCZ06		Com-Indoor-CFLSCERtLExCZ06		Com-Indoor-CFLSDGRtLExCZ06

		Retail - Single-Story Large - 07		Retail - Single-Story Large		07		DO8 v3.02		Com-Indoor-CFL		Ex		RtL		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.14		1.29		-0.0016		0.689		4350						Com-Indoor-CFLPGERtLExCZ07		Com-Indoor-CFLSCERtLExCZ07		Com-Indoor-CFLSDGRtLExCZ07

		Retail - Single-Story Large - 08		Retail - Single-Story Large		08		DO8 v3.02		Com-Indoor-CFL		Ex		RtL		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.26		-0.0022		0.689		4350		SDG		1.14		1.26		-0.0022		0.689		4350						Com-Indoor-CFLPGERtLExCZ08		Com-Indoor-CFLSCERtLExCZ08		Com-Indoor-CFLSDGRtLExCZ08

		Retail - Single-Story Large - 09		Retail - Single-Story Large		09		DO8 v3.02		Com-Indoor-CFL		Ex		RtL		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.3		-0.0019		0.689		4350		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtLExCZ09		Com-Indoor-CFLSCERtLExCZ09		Com-Indoor-CFLSDGRtLExCZ09

		Retail - Single-Story Large - 10		Retail - Single-Story Large		10		DO8 v3.02		Com-Indoor-CFL		Ex		RtL		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.27		-0.00239		0.689		4350		SDG		1.13		1.28		-0.00251		0.689		4350						Com-Indoor-CFLPGERtLExCZ10		Com-Indoor-CFLSCERtLExCZ10		Com-Indoor-CFLSDGRtLExCZ10

		Retail - Single-Story Large - 11		Retail - Single-Story Large		11		DO8 v3.02		Com-Indoor-CFL		Ex		RtL		CZ11		Wtd		PGE		1.05		1.22		-0.0069		0.689		4350		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtLExCZ11		Com-Indoor-CFLSCERtLExCZ11		Com-Indoor-CFLSDGRtLExCZ11

		Retail - Single-Story Large - 12		Retail - Single-Story Large		12		DO8 v3.02		Com-Indoor-CFL		Ex		RtL		CZ12		Wtd		PGE		1.06		1.23		-0.00639		0.689		4350		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtLExCZ12		Com-Indoor-CFLSCERtLExCZ12		Com-Indoor-CFLSDGRtLExCZ12

		Retail - Single-Story Large - 13		Retail - Single-Story Large		13		DO8 v3.02		Com-Indoor-CFL		Ex		RtL		CZ13		Wtd		PGE		1.08		1.23		-0.0049		0.689		4350		SCE		1.11		1.29		-0.00451		0.689		4350		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtLExCZ13		Com-Indoor-CFLSCERtLExCZ13		Com-Indoor-CFLSDGRtLExCZ13

		Retail - Single-Story Large - 14		Retail - Single-Story Large		14		DO8 v3.02		Com-Indoor-CFL		Ex		RtL		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.08		1.28		-0.00579		0.689		4350		SDG		1.08		1.28		-0.006		0.689		4350						Com-Indoor-CFLPGERtLExCZ14		Com-Indoor-CFLSCERtLExCZ14		Com-Indoor-CFLSDGRtLExCZ14

		Retail - Single-Story Large - 15		Retail - Single-Story Large		15		DO8 v3.02		Com-Indoor-CFL		Ex		RtL		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.31		-0.000961		0.689		4350		SDG		1.18		1.32		-0.000991		0.689		4350						Com-Indoor-CFLPGERtLExCZ15		Com-Indoor-CFLSCERtLExCZ15		Com-Indoor-CFLSDGRtLExCZ15

		Retail - Single-Story Large - 16		Retail - Single-Story Large		16		DO8 v3.02		Com-Indoor-CFL		Ex		RtL		CZ16		Wtd		PGE		0.98		1.16		-0.013		0.689		4350		SCE		0.98		1.18		-0.012		0.689		4350		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtLExCZ16		Com-Indoor-CFLSCERtLExCZ16		Com-Indoor-CFLSDGRtLExCZ16

		Retail - Single-Story Large - 17		Retail - Single-Story Large		17		DO8 v3.02		Com-Indoor-CFL		Ex		RtL		IOU		Wtd		PGE		1.07		1.22		-0.00582		0.689		4350		SCE		1.14		1.27		-0.00248		0.689		4350		SDG		1.14		1.29		-0.00189		0.689		4350						Com-Indoor-CFLPGERtLExIOU		Com-Indoor-CFLSCERtLExIOU		Com-Indoor-CFLSDGRtLExIOU

		Retail - Small - 01		Retail - Small		01		DO8 v3.02		Com-Indoor-CFL		Ex		RtS		CZ01		Wtd		PGE		1		1.18		-0.0095		0.7		4010		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtSExCZ01		Com-Indoor-CFLSCERtSExCZ01		Com-Indoor-CFLSDGRtSExCZ01

		Retail - Small - 02		Retail - Small		02		DO8 v3.02		Com-Indoor-CFL		Ex		RtS		CZ02		Wtd		PGE		1.05		1.21		-0.00621		0.7		4010		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtSExCZ02		Com-Indoor-CFLSCERtSExCZ02		Com-Indoor-CFLSDGRtSExCZ02

		Retail - Small - 03		Retail - Small		03		DO8 v3.02		Com-Indoor-CFL		Ex		RtS		CZ03		Wtd		PGE		1.06		1.22		-0.00521		0.7		4010		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtSExCZ03		Com-Indoor-CFLSCERtSExCZ03		Com-Indoor-CFLSDGRtSExCZ03

		Retail - Small - 04		Retail - Small		04		DO8 v3.02		Com-Indoor-CFL		Ex		RtS		CZ04		Wtd		PGE		1.07		1.22		-0.00419		0.7		4010		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtSExCZ04		Com-Indoor-CFLSCERtSExCZ04		Com-Indoor-CFLSDGRtSExCZ04

		Retail - Small - 05		Retail - Small		05		DO8 v3.02		Com-Indoor-CFL		Ex		RtS		CZ05		Wtd		PGE		1.07		1.19		-0.00349		0.7		4010		SCE		1.09		1.25		-0.00339		0.7		4010		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtSExCZ05		Com-Indoor-CFLSCERtSExCZ05		Com-Indoor-CFLSDGRtSExCZ05

		Retail - Small - 06		Retail - Small		06		DO8 v3.02		Com-Indoor-CFL		Ex		RtS		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.26		-0.0017		0.7		4010		SDG		1.11		1.26		-0.0017		0.7		4010						Com-Indoor-CFLPGERtSExCZ06		Com-Indoor-CFLSCERtSExCZ06		Com-Indoor-CFLSDGRtSExCZ06

		Retail - Small - 07		Retail - Small		07		DO8 v3.02		Com-Indoor-CFL		Ex		RtS		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.12		1.25		-0.0012		0.7		4010						Com-Indoor-CFLPGERtSExCZ07		Com-Indoor-CFLSCERtSExCZ07		Com-Indoor-CFLSDGRtSExCZ07

		Retail - Small - 08		Retail - Small		08		DO8 v3.02		Com-Indoor-CFL		Ex		RtS		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.27		-0.0015		0.7		4010		SDG		1.12		1.26		-0.0015		0.7		4010						Com-Indoor-CFLPGERtSExCZ08		Com-Indoor-CFLSCERtSExCZ08		Com-Indoor-CFLSDGRtSExCZ08

		Retail - Small - 09		Retail - Small		09		DO8 v3.02		Com-Indoor-CFL		Ex		RtS		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.3		-0.0013		0.7		4010		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtSExCZ09		Com-Indoor-CFLSCERtSExCZ09		Com-Indoor-CFLSDGRtSExCZ09

		Retail - Small - 10		Retail - Small		10		DO8 v3.02		Com-Indoor-CFL		Ex		RtS		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.24		-0.0016		0.7		4010		SDG		1.12		1.25		-0.0017		0.7		4010						Com-Indoor-CFLPGERtSExCZ10		Com-Indoor-CFLSCERtSExCZ10		Com-Indoor-CFLSDGRtSExCZ10

		Retail - Small - 11		Retail - Small		11		DO8 v3.02		Com-Indoor-CFL		Ex		RtS		CZ11		Wtd		PGE		1.05		1.22		-0.00651		0.7		4010		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtSExCZ11		Com-Indoor-CFLSCERtSExCZ11		Com-Indoor-CFLSDGRtSExCZ11

		Retail - Small - 12		Retail - Small		12		DO8 v3.02		Com-Indoor-CFL		Ex		RtS		CZ12		Wtd		PGE		1.05		1.22		-0.00611		0.7		4010		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtSExCZ12		Com-Indoor-CFLSCERtSExCZ12		Com-Indoor-CFLSDGRtSExCZ12

		Retail - Small - 13		Retail - Small		13		DO8 v3.02		Com-Indoor-CFL		Ex		RtS		CZ13		Wtd		PGE		1.07		1.23		-0.00449		0.7		4010		SCE		1.1		1.29		-0.00429		0.7		4010		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtSExCZ13		Com-Indoor-CFLSCERtSExCZ13		Com-Indoor-CFLSDGRtSExCZ13

		Retail - Small - 14		Retail - Small		14		DO8 v3.02		Com-Indoor-CFL		Ex		RtS		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.08		1.22		-0.00479		0.7		4010		SDG		1.08		1.23		-0.00489		0.7		4010						Com-Indoor-CFLPGERtSExCZ14		Com-Indoor-CFLSCERtSExCZ14		Com-Indoor-CFLSDGRtSExCZ14

		Retail - Small - 15		Retail - Small		15		DO8 v3.02		Com-Indoor-CFL		Ex		RtS		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.29		-0.000511		0.7		4010		SDG		1.17		1.3		-0.000531		0.7		4010						Com-Indoor-CFLPGERtSExCZ15		Com-Indoor-CFLSCERtSExCZ15		Com-Indoor-CFLSDGRtSExCZ15

		Retail - Small - 16		Retail - Small		16		DO8 v3.02		Com-Indoor-CFL		Ex		RtS		CZ16		Wtd		PGE		0.98		1.2		-0.011		0.7		4010		SCE		0.99		1.25		-0.011		0.7		4010		SDG		0		0		0		0		0						Com-Indoor-CFLPGERtSExCZ16		Com-Indoor-CFLSCERtSExCZ16		Com-Indoor-CFLSDGRtSExCZ16

		Retail - Small - 17		Retail - Small		17		DO8 v3.02		Com-Indoor-CFL		Ex		RtS		IOU		Wtd		PGE		1.06		1.22		-0.00534		0.7		4010		SCE		1.12		1.26		-0.00181		0.7		4010		SDG		1.12		1.25		-0.00136		0.7		4010						Com-Indoor-CFLPGERtSExIOU		Com-Indoor-CFLSCERtSExIOU		Com-Indoor-CFLSDGRtSExIOU

		Storage - Conditioned - 01		Storage - Conditioned		01		DO8 v3.02		Com-Indoor-CFL		Ex		SCn		CZ01		Wtd		PGE		0.87		1		-0.015		0.575		2760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGESCnExCZ01		Com-Indoor-CFLSCESCnExCZ01		Com-Indoor-CFLSDGSCnExCZ01

		Storage - Conditioned - 02		Storage - Conditioned		02		DO8 v3.02		Com-Indoor-CFL		Ex		SCn		CZ02		Wtd		PGE		0.97		1.22		-0.00851		0.575		2760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGESCnExCZ02		Com-Indoor-CFLSCESCnExCZ02		Com-Indoor-CFLSDGSCnExCZ02

		Storage - Conditioned - 03		Storage - Conditioned		03		DO8 v3.02		Com-Indoor-CFL		Ex		SCn		CZ03		Wtd		PGE		0.94		1.31		-0.0087		0.575		2760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGESCnExCZ03		Com-Indoor-CFLSCESCnExCZ03		Com-Indoor-CFLSDGSCnExCZ03

		Storage - Conditioned - 04		Storage - Conditioned		04		DO8 v3.02		Com-Indoor-CFL		Ex		SCn		CZ04		Wtd		PGE		0.99		1.27		-0.0075		0.575		2760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGESCnExCZ04		Com-Indoor-CFLSCESCnExCZ04		Com-Indoor-CFLSDGSCnExCZ04

		Storage - Conditioned - 05		Storage - Conditioned		05		DO8 v3.02		Com-Indoor-CFL		Ex		SCn		CZ05		Wtd		PGE		0.96		1.23		-0.00728		0.575		2760		SCE		0.97		1.31		-0.00761		0.575		2760		SDG		0		0		0		0		0						Com-Indoor-CFLPGESCnExCZ05		Com-Indoor-CFLSCESCnExCZ05		Com-Indoor-CFLSDGSCnExCZ05

		Storage - Conditioned - 06		Storage - Conditioned		06		DO8 v3.02		Com-Indoor-CFL		Ex		SCn		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.02		1.31		-0.00522		0.575		2760		SDG		1.02		1.3		-0.00522		0.575		2760						Com-Indoor-CFLPGESCnExCZ06		Com-Indoor-CFLSCESCnExCZ06		Com-Indoor-CFLSDGSCnExCZ06

		Storage - Conditioned - 07		Storage - Conditioned		07		DO8 v3.02		Com-Indoor-CFL		Ex		SCn		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.04		1.27		-0.0037		0.575		2760						Com-Indoor-CFLPGESCnExCZ07		Com-Indoor-CFLSCESCnExCZ07		Com-Indoor-CFLSDGSCnExCZ07

		Storage - Conditioned - 08		Storage - Conditioned		08		DO8 v3.02		Com-Indoor-CFL		Ex		SCn		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.3		-0.00391		0.575		2760		SDG		1.06		1.29		-0.0038		0.575		2760						Com-Indoor-CFLPGESCnExCZ08		Com-Indoor-CFLSCESCnExCZ08		Com-Indoor-CFLSDGSCnExCZ08

		Storage - Conditioned - 09		Storage - Conditioned		09		DO8 v3.02		Com-Indoor-CFL		Ex		SCn		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.32		-0.00391		0.575		2760		SDG		0		0		0		0		0						Com-Indoor-CFLPGESCnExCZ09		Com-Indoor-CFLSCESCnExCZ09		Com-Indoor-CFLSDGSCnExCZ09

		Storage - Conditioned - 10		Storage - Conditioned		10		DO8 v3.02		Com-Indoor-CFL		Ex		SCn		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.29		-0.00409		0.575		2760		SDG		1.07		1.29		-0.00409		0.575		2760						Com-Indoor-CFLPGESCnExCZ10		Com-Indoor-CFLSCESCnExCZ10		Com-Indoor-CFLSDGSCnExCZ10

		Storage - Conditioned - 11		Storage - Conditioned		11		DO8 v3.02		Com-Indoor-CFL		Ex		SCn		CZ11		Wtd		PGE		0.98		1.22		-0.00779		0.575		2760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGESCnExCZ11		Com-Indoor-CFLSCESCnExCZ11		Com-Indoor-CFLSDGSCnExCZ11

		Storage - Conditioned - 12		Storage - Conditioned		12		DO8 v3.02		Com-Indoor-CFL		Ex		SCn		CZ12		Wtd		PGE		0.99		1.23		-0.00779		0.575		2760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGESCnExCZ12		Com-Indoor-CFLSCESCnExCZ12		Com-Indoor-CFLSDGSCnExCZ12

		Storage - Conditioned - 13		Storage - Conditioned		13		DO8 v3.02		Com-Indoor-CFL		Ex		SCn		CZ13		Wtd		PGE		1.01		1.21		-0.00649		0.575		2760		SCE		1.04		1.29		-0.0067		0.575		2760		SDG		0		0		0		0		0						Com-Indoor-CFLPGESCnExCZ13		Com-Indoor-CFLSCESCnExCZ13		Com-Indoor-CFLSDGSCnExCZ13

		Storage - Conditioned - 14		Storage - Conditioned		14		DO8 v3.02		Com-Indoor-CFL		Ex		SCn		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.02		1.3		-0.00772		0.575		2760		SDG		1.02		1.29		-0.00772		0.575		2760						Com-Indoor-CFLPGESCnExCZ14		Com-Indoor-CFLSCESCnExCZ14		Com-Indoor-CFLSDGSCnExCZ14

		Storage - Conditioned - 15		Storage - Conditioned		15		DO8 v3.02		Com-Indoor-CFL		Ex		SCn		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.3		-0.0021		0.575		2760		SDG		1.13		1.3		-0.0021		0.575		2760						Com-Indoor-CFLPGESCnExCZ15		Com-Indoor-CFLSCESCnExCZ15		Com-Indoor-CFLSDGSCnExCZ15

		Storage - Conditioned - 16		Storage - Conditioned		16		DO8 v3.02		Com-Indoor-CFL		Ex		SCn		CZ16		Wtd		PGE		0.89		1.23		-0.012		0.575		2760		SCE		0.92		1.3		-0.013		0.575		2760		SDG		0		0		0		0		0						Com-Indoor-CFLPGESCnExCZ16		Com-Indoor-CFLSCESCnExCZ16		Com-Indoor-CFLSDGSCnExCZ16

		Storage - Conditioned - 17		Storage - Conditioned		17		DO8 v3.02		Com-Indoor-CFL		Ex		SCn		IOU		Wtd		PGE		0.97		1.26		-0.00801		0.575		2760		SCE		1.06		1.3		-0.00428		0.575		2760		SDG		1.05		1.28		-0.00388		0.575		2760						Com-Indoor-CFLPGESCnExIOU		Com-Indoor-CFLSCESCnExIOU		Com-Indoor-CFLSDGSCnExIOU

		Storage - Unconditioned - 01		Storage - Unconditioned		01		DO8 v3.02		Com-Indoor-CFL		Ex		SUn		CZ01		Wtd		PGE		1		1		0		0.575		2760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGESUnExCZ01		Com-Indoor-CFLSCESUnExCZ01		Com-Indoor-CFLSDGSUnExCZ01

		Storage - Unconditioned - 02		Storage - Unconditioned		02		DO8 v3.02		Com-Indoor-CFL		Ex		SUn		CZ02		Wtd		PGE		1		1		0		0.575		2760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGESUnExCZ02		Com-Indoor-CFLSCESUnExCZ02		Com-Indoor-CFLSDGSUnExCZ02

		Storage - Unconditioned - 03		Storage - Unconditioned		03		DO8 v3.02		Com-Indoor-CFL		Ex		SUn		CZ03		Wtd		PGE		1		1		0		0.575		2760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGESUnExCZ03		Com-Indoor-CFLSCESUnExCZ03		Com-Indoor-CFLSDGSUnExCZ03

		Storage - Unconditioned - 04		Storage - Unconditioned		04		DO8 v3.02		Com-Indoor-CFL		Ex		SUn		CZ04		Wtd		PGE		1		1		0		0.575		2760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGESUnExCZ04		Com-Indoor-CFLSCESUnExCZ04		Com-Indoor-CFLSDGSUnExCZ04

		Storage - Unconditioned - 05		Storage - Unconditioned		05		DO8 v3.02		Com-Indoor-CFL		Ex		SUn		CZ05		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0.575		2760		SDG		0		0		0		0		0						Com-Indoor-CFLPGESUnExCZ05		Com-Indoor-CFLSCESUnExCZ05		Com-Indoor-CFLSDGSUnExCZ05

		Storage - Unconditioned - 06		Storage - Unconditioned		06		DO8 v3.02		Com-Indoor-CFL		Ex		SUn		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1		1		0		0.575		2760		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESUnExCZ06		Com-Indoor-CFLSCESUnExCZ06		Com-Indoor-CFLSDGSUnExCZ06

		Storage - Unconditioned - 07		Storage - Unconditioned		07		DO8 v3.02		Com-Indoor-CFL		Ex		SUn		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESUnExCZ07		Com-Indoor-CFLSCESUnExCZ07		Com-Indoor-CFLSDGSUnExCZ07

		Storage - Unconditioned - 08		Storage - Unconditioned		08		DO8 v3.02		Com-Indoor-CFL		Ex		SUn		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1		1		0		0.575		2760		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESUnExCZ08		Com-Indoor-CFLSCESUnExCZ08		Com-Indoor-CFLSDGSUnExCZ08

		Storage - Unconditioned - 09		Storage - Unconditioned		09		DO8 v3.02		Com-Indoor-CFL		Ex		SUn		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1		1		0		0.575		2760		SDG		0		0		0		0		0						Com-Indoor-CFLPGESUnExCZ09		Com-Indoor-CFLSCESUnExCZ09		Com-Indoor-CFLSDGSUnExCZ09

		Storage - Unconditioned - 10		Storage - Unconditioned		10		DO8 v3.02		Com-Indoor-CFL		Ex		SUn		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1		1		0		0.575		2760		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESUnExCZ10		Com-Indoor-CFLSCESUnExCZ10		Com-Indoor-CFLSDGSUnExCZ10

		Storage - Unconditioned - 11		Storage - Unconditioned		11		DO8 v3.02		Com-Indoor-CFL		Ex		SUn		CZ11		Wtd		PGE		1		1		0		0.575		2760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGESUnExCZ11		Com-Indoor-CFLSCESUnExCZ11		Com-Indoor-CFLSDGSUnExCZ11

		Storage - Unconditioned - 12		Storage - Unconditioned		12		DO8 v3.02		Com-Indoor-CFL		Ex		SUn		CZ12		Wtd		PGE		1		1		0		0.575		2760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGESUnExCZ12		Com-Indoor-CFLSCESUnExCZ12		Com-Indoor-CFLSDGSUnExCZ12

		Storage - Unconditioned - 13		Storage - Unconditioned		13		DO8 v3.02		Com-Indoor-CFL		Ex		SUn		CZ13		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0.575		2760		SDG		0		0		0		0		0						Com-Indoor-CFLPGESUnExCZ13		Com-Indoor-CFLSCESUnExCZ13		Com-Indoor-CFLSDGSUnExCZ13

		Storage - Unconditioned - 14		Storage - Unconditioned		14		DO8 v3.02		Com-Indoor-CFL		Ex		SUn		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1		1		0		0.575		2760		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESUnExCZ14		Com-Indoor-CFLSCESUnExCZ14		Com-Indoor-CFLSDGSUnExCZ14

		Storage - Unconditioned - 15		Storage - Unconditioned		15		DO8 v3.02		Com-Indoor-CFL		Ex		SUn		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1		1		0		0.575		2760		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESUnExCZ15		Com-Indoor-CFLSCESUnExCZ15		Com-Indoor-CFLSDGSUnExCZ15

		Storage - Unconditioned - 16		Storage - Unconditioned		16		DO8 v3.02		Com-Indoor-CFL		Ex		SUn		CZ16		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0.575		2760		SDG		0		0		0		0		0						Com-Indoor-CFLPGESUnExCZ16		Com-Indoor-CFLSCESUnExCZ16		Com-Indoor-CFLSDGSUnExCZ16

		Storage - Unconditioned - 17		Storage - Unconditioned		17		DO8 v3.02		Com-Indoor-CFL		Ex		SUn		IOU		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0.575		2760		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESUnExIOU		Com-Indoor-CFLSCESUnExIOU		Com-Indoor-CFLSDGSUnExIOU

		Transportation - Communication - Utilities - 01		Transportation - Communication - Utilities		01		DO8 v3.02		Com-Indoor-CFL		Ex		TCU		CZ01		Wtd		PGE		1.002		1.106		-0.007244		0.646		2816		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGETCUExCZ01		Com-Indoor-CFLSCETCUExCZ01		Com-Indoor-CFLSDGTCUExCZ01

		Transportation - Communication - Utilities - 02		Transportation - Communication - Utilities		02		DO8 v3.02		Com-Indoor-CFL		Ex		TCU		CZ02		Wtd		PGE		1.036		1.186		-0.004938		0.646		2816		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGETCUExCZ02		Com-Indoor-CFLSCETCUExCZ02		Com-Indoor-CFLSDGTCUExCZ02

		Transportation - Communication - Utilities - 03		Transportation - Communication - Utilities		03		DO8 v3.02		Com-Indoor-CFL		Ex		TCU		CZ03		Wtd		PGE		1.032		1.206		-0.00446		0.646		2816		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGETCUExCZ03		Com-Indoor-CFLSCETCUExCZ03		Com-Indoor-CFLSDGTCUExCZ03

		Transportation - Communication - Utilities - 04		Transportation - Communication - Utilities		04		DO8 v3.02		Com-Indoor-CFL		Ex		TCU		CZ04		Wtd		PGE		1.052		1.202		-0.003982		0.646		2816		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGETCUExCZ04		Com-Indoor-CFLSCETCUExCZ04		Com-Indoor-CFLSDGTCUExCZ04

		Transportation - Communication - Utilities - 05		Transportation - Communication - Utilities		05		DO8 v3.02		Com-Indoor-CFL		Ex		TCU		CZ05		Wtd		PGE		1.044		1.178		-0.003596		0.646		2816		SCE		1.064		1.218		-0.003802		0.646		2816		SDG		0		0		0		0		0						Com-Indoor-CFLPGETCUExCZ05		Com-Indoor-CFLSCETCUExCZ05		Com-Indoor-CFLSDGTCUExCZ05

		Transportation - Communication - Utilities - 06		Transportation - Communication - Utilities		06		DO8 v3.02		Com-Indoor-CFL		Ex		TCU		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.088		1.218		-0.002424		0.646		2816		SDG		1.08		1.206		-0.001966		0.646		2816						Com-Indoor-CFLPGETCUExCZ06		Com-Indoor-CFLSCETCUExCZ06		Com-Indoor-CFLSDGTCUExCZ06

		Transportation - Communication - Utilities - 07		Transportation - Communication - Utilities		07		DO8 v3.02		Com-Indoor-CFL		Ex		TCU		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.09		1.2		-0.0014918		0.646		2816						Com-Indoor-CFLPGETCUExCZ07		Com-Indoor-CFLSCETCUExCZ07		Com-Indoor-CFLSDGTCUExCZ07

		Transportation - Communication - Utilities - 08		Transportation - Communication - Utilities		08		DO8 v3.02		Com-Indoor-CFL		Ex		TCU		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.106		1.23		-0.002142		0.646		2816		SDG		1.096		1.22		-0.00165		0.646		2816						Com-Indoor-CFLPGETCUExCZ08		Com-Indoor-CFLSCETCUExCZ08		Com-Indoor-CFLSDGTCUExCZ08

		Transportation - Communication - Utilities - 09		Transportation - Communication - Utilities		09		DO8 v3.02		Com-Indoor-CFL		Ex		TCU		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.106		1.244		-0.002202		0.646		2816		SDG		0		0		0		0		0						Com-Indoor-CFLPGETCUExCZ09		Com-Indoor-CFLSCETCUExCZ09		Com-Indoor-CFLSDGTCUExCZ09

		Transportation - Communication - Utilities - 10		Transportation - Communication - Utilities		10		DO8 v3.02		Com-Indoor-CFL		Ex		TCU		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.092		1.208		-0.002218		0.646		2816		SDG		1.098		1.2		-0.0017962		0.646		2816						Com-Indoor-CFLPGETCUExCZ10		Com-Indoor-CFLSCETCUExCZ10		Com-Indoor-CFLSDGTCUExCZ10

		Transportation - Communication - Utilities - 11		Transportation - Communication - Utilities		11		DO8 v3.02		Com-Indoor-CFL		Ex		TCU		CZ11		Wtd		PGE		1.038		1.202		-0.005298		0.646		2816		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGETCUExCZ11		Com-Indoor-CFLSCETCUExCZ11		Com-Indoor-CFLSDGTCUExCZ11

		Transportation - Communication - Utilities - 12		Transportation - Communication - Utilities		12		DO8 v3.02		Com-Indoor-CFL		Ex		TCU		CZ12		Wtd		PGE		1.044		1.2		-0.004912		0.646		2816		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGETCUExCZ12		Com-Indoor-CFLSCETCUExCZ12		Com-Indoor-CFLSDGTCUExCZ12

		Transportation - Communication - Utilities - 13		Transportation - Communication - Utilities		13		DO8 v3.02		Com-Indoor-CFL		Ex		TCU		CZ13		Wtd		PGE		1.062		1.196		-0.003962		0.646		2816		SCE		1.082		1.234		-0.004		0.646		2816		SDG		0		0		0		0		0						Com-Indoor-CFLPGETCUExCZ13		Com-Indoor-CFLSCETCUExCZ13		Com-Indoor-CFLSDGTCUExCZ13

		Transportation - Communication - Utilities - 14		Transportation - Communication - Utilities		14		DO8 v3.02		Com-Indoor-CFL		Ex		TCU		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.066		1.222		-0.004544		0.646		2816		SDG		1.068		1.208		-0.003982		0.646		2816						Com-Indoor-CFLPGETCUExCZ14		Com-Indoor-CFLSCETCUExCZ14		Com-Indoor-CFLSDGTCUExCZ14

		Transportation - Communication - Utilities - 15		Transportation - Communication - Utilities		15		DO8 v3.02		Com-Indoor-CFL		Ex		TCU		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.138		1.226		-0.0012436		0.646		2816		SDG		1.146		1.222		-0.000966		0.646		2816						Com-Indoor-CFLPGETCUExCZ15		Com-Indoor-CFLSCETCUExCZ15		Com-Indoor-CFLSDGTCUExCZ15

		Transportation - Communication - Utilities - 16		Transportation - Communication - Utilities		16		DO8 v3.02		Com-Indoor-CFL		Ex		TCU		CZ16		Wtd		PGE		0.974		1.19		-0.009298		0.646		2816		SCE		0.988		1.216		-0.009158		0.646		2816		SDG		0		0		0		0		0						Com-Indoor-CFLPGETCUExCZ16		Com-Indoor-CFLSCETCUExCZ16		Com-Indoor-CFLSDGTCUExCZ16

		Transportation - Communication - Utilities - 17		Transportation - Communication - Utilities		17		DO8 v3.02		Com-Indoor-CFL		Ex		TCU		IOU		Wtd		PGE		1.042		1.2		-0.004508		0.646		2816		SCE		1.098		1.226		-0.002394		0.646		2816		SDG		1.094		1.2		-0.0015946		0.646		2816						Com-Indoor-CFLPGETCUExIOU		Com-Indoor-CFLSCETCUExIOU		Com-Indoor-CFLSDGTCUExIOU

		Warehouse - Refrigerated - 01		Warehouse - Refrigerated		01		DO8 v3.02		Com-Indoor-CFL		Ex		WRf		CZ01		Wtd		PGE		1.41		1.26		0		0.548		4730		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEWRfExCZ01		Com-Indoor-CFLSCEWRfExCZ01		Com-Indoor-CFLSDGWRfExCZ01

		Warehouse - Refrigerated - 02		Warehouse - Refrigerated		02		DO8 v3.02		Com-Indoor-CFL		Ex		WRf		CZ02		Wtd		PGE		1.42		1.24		0		0.548		4730		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEWRfExCZ02		Com-Indoor-CFLSCEWRfExCZ02		Com-Indoor-CFLSDGWRfExCZ02

		Warehouse - Refrigerated - 03		Warehouse - Refrigerated		03		DO8 v3.02		Com-Indoor-CFL		Ex		WRf		CZ03		Wtd		PGE		1.4		1.24		0		0.548		4730		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEWRfExCZ03		Com-Indoor-CFLSCEWRfExCZ03		Com-Indoor-CFLSDGWRfExCZ03

		Warehouse - Refrigerated - 04		Warehouse - Refrigerated		04		DO8 v3.02		Com-Indoor-CFL		Ex		WRf		CZ04		Wtd		PGE		1.41		1.25		0		0.548		4730		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEWRfExCZ04		Com-Indoor-CFLSCEWRfExCZ04		Com-Indoor-CFLSDGWRfExCZ04

		Warehouse - Refrigerated - 05		Warehouse - Refrigerated		05		DO8 v3.02		Com-Indoor-CFL		Ex		WRf		CZ05		Wtd		PGE		1.39		1.26		0		0.548		4730		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEWRfExCZ05		Com-Indoor-CFLSCEWRfExCZ05		Com-Indoor-CFLSDGWRfExCZ05

		Warehouse - Refrigerated - 06		Warehouse - Refrigerated		06		DO8 v3.02		Com-Indoor-CFL		Ex		WRf		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.4		1.24		0		0.548		4730		SDG		1.4		1.24		0		0.548		4730						Com-Indoor-CFLPGEWRfExCZ06		Com-Indoor-CFLSCEWRfExCZ06		Com-Indoor-CFLSDGWRfExCZ06

		Warehouse - Refrigerated - 07		Warehouse - Refrigerated		07		DO8 v3.02		Com-Indoor-CFL		Ex		WRf		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.4		1.25		0		0.548		4730						Com-Indoor-CFLPGEWRfExCZ07		Com-Indoor-CFLSCEWRfExCZ07		Com-Indoor-CFLSDGWRfExCZ07

		Warehouse - Refrigerated - 08		Warehouse - Refrigerated		08		DO8 v3.02		Com-Indoor-CFL		Ex		WRf		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.41		1.25		0		0.548		4730		SDG		0		0		0		0		0						Com-Indoor-CFLPGEWRfExCZ08		Com-Indoor-CFLSCEWRfExCZ08		Com-Indoor-CFLSDGWRfExCZ08

		Warehouse - Refrigerated - 09		Warehouse - Refrigerated		09		DO8 v3.02		Com-Indoor-CFL		Ex		WRf		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.42		1.25		0		0.548		4730		SDG		0		0		0		0		0						Com-Indoor-CFLPGEWRfExCZ09		Com-Indoor-CFLSCEWRfExCZ09		Com-Indoor-CFLSDGWRfExCZ09

		Warehouse - Refrigerated - 10		Warehouse - Refrigerated		10		DO8 v3.02		Com-Indoor-CFL		Ex		WRf		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.43		1.24		0		0.548		4730		SDG		1.43		1.24		0		0.548		4730						Com-Indoor-CFLPGEWRfExCZ10		Com-Indoor-CFLSCEWRfExCZ10		Com-Indoor-CFLSDGWRfExCZ10

		Warehouse - Refrigerated - 11		Warehouse - Refrigerated		11		DO8 v3.02		Com-Indoor-CFL		Ex		WRf		CZ11		Wtd		PGE		1.43		1.24		0		0.548		4730		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEWRfExCZ11		Com-Indoor-CFLSCEWRfExCZ11		Com-Indoor-CFLSDGWRfExCZ11

		Warehouse - Refrigerated - 12		Warehouse - Refrigerated		12		DO8 v3.02		Com-Indoor-CFL		Ex		WRf		CZ12		Wtd		PGE		1.42		1.24		0		0.548		4730		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-CFLPGEWRfExCZ12		Com-Indoor-CFLSCEWRfExCZ12		Com-Indoor-CFLSDGWRfExCZ12

		Warehouse - Refrigerated - 13		Warehouse - Refrigerated		13		DO8 v3.02		Com-Indoor-CFL		Ex		WRf		CZ13		Wtd		PGE		1.43		1.24		0		0.548		4730		SCE		1.43		1.24		0		0.548		4730		SDG		0		0		0		0		0						Com-Indoor-CFLPGEWRfExCZ13		Com-Indoor-CFLSCEWRfExCZ13		Com-Indoor-CFLSDGWRfExCZ13

		Warehouse - Refrigerated - 14		Warehouse - Refrigerated		14		DO8 v3.02		Com-Indoor-CFL		Ex		WRf		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.43		1.24		0		0.548		4730		SDG		0		0		0		0		0						Com-Indoor-CFLPGEWRfExCZ14		Com-Indoor-CFLSCEWRfExCZ14		Com-Indoor-CFLSDGWRfExCZ14

		Warehouse - Refrigerated - 15		Warehouse - Refrigerated		15		DO8 v3.02		Com-Indoor-CFL		Ex		WRf		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.44		1.25		0		0.548		4730		SDG		0		0		0		0		0						Com-Indoor-CFLPGEWRfExCZ15		Com-Indoor-CFLSCEWRfExCZ15		Com-Indoor-CFLSDGWRfExCZ15

		Warehouse - Refrigerated - 16		Warehouse - Refrigerated		16		DO8 v3.02		Com-Indoor-CFL		Ex		WRf		CZ16		Wtd		PGE		1.39		1.27		-0.000249		0.548		4730		SCE		1.39		1.28		-0.000249		0.548		4730		SDG		0		0		0		0		0						Com-Indoor-CFLPGEWRfExCZ16		Com-Indoor-CFLSCEWRfExCZ16		Com-Indoor-CFLSDGWRfExCZ16

		Warehouse - Refrigerated - 17		Warehouse - Refrigerated		17		DO8 v3.02		Com-Indoor-CFL		Ex		WRf		IOU		Wtd		PGE		1.41		1.24		-0.0000000973		0.548		4730		SCE		1.41		1.24		-0.000000801		0.548		4730		SDG		1.41		1.25		0		0.548		4730						Com-Indoor-CFLPGEWRfExIOU		Com-Indoor-CFLSCEWRfExIOU		Com-Indoor-CFLSDGWRfExIOU

		Commercial Weighted - 17		Commercial Weighted		17		DO8 v3.02		Com-Indoor-CFL		Ex		Com		IOU		Wtd		PGE		1.07		1.21		-0.00605		0.54		3040		SCE		1.12		1.24		-0.00321		0.581		3070		SDG		1.12		1.24		-0.00282		0.593		3070						Com-Indoor-CFLPGEComExIOU		Com-Indoor-CFLSCEComExIOU		Com-Indoor-CFLSDGComExIOU

		Exterior/None - Residential Mobile Home - Double-Wide - 01		Residential Mobile Home - Double-Wide		01		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ01		Wtd		PGE		1		1		0		0.049		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGEDMoExCZ01		Res-Indoor-CFLSCEDMoExCZ01		Res-Indoor-CFLSDGDMoExCZ01

		Exterior/None - Residential Mobile Home - Double-Wide - 02		Residential Mobile Home - Double-Wide		02		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ02		Wtd		PGE		1		1		0		0.043		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGEDMoExCZ02		Res-Indoor-CFLSCEDMoExCZ02		Res-Indoor-CFLSDGDMoExCZ02

		Exterior/None - Residential Mobile Home - Double-Wide - 03		Residential Mobile Home - Double-Wide		03		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ03		Wtd		PGE		1		1		0		0.043		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGEDMoExCZ03		Res-Indoor-CFLSCEDMoExCZ03		Res-Indoor-CFLSDGDMoExCZ03

		Exterior/None - Residential Mobile Home - Double-Wide - 04		Residential Mobile Home - Double-Wide		04		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ04		Wtd		PGE		1		1		0		0.043		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGEDMoExCZ04		Res-Indoor-CFLSCEDMoExCZ04		Res-Indoor-CFLSDGDMoExCZ04

		Exterior/None - Residential Mobile Home - Double-Wide - 05		Residential Mobile Home - Double-Wide		05		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ05		Wtd		PGE		1		1		0		0.047		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGEDMoExCZ05		Res-Indoor-CFLSCEDMoExCZ05		Res-Indoor-CFLSDGDMoExCZ05

		Exterior/None - Residential Mobile Home - Double-Wide - 06		Residential Mobile Home - Double-Wide		06		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		541		SDG		1		1		0		0		0						Res-Indoor-CFLPGEDMoExCZ06		Res-Indoor-CFLSCEDMoExCZ06		Res-Indoor-CFLSDGDMoExCZ06

		Exterior/None - Residential Mobile Home - Double-Wide - 07		Residential Mobile Home - Double-Wide		07		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.047		541						Res-Indoor-CFLPGEDMoExCZ07		Res-Indoor-CFLSCEDMoExCZ07		Res-Indoor-CFLSDGDMoExCZ07

		Exterior/None - Residential Mobile Home - Double-Wide - 08		Residential Mobile Home - Double-Wide		08		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.047		541		SDG		1		1		0		0.047		541						Res-Indoor-CFLPGEDMoExCZ08		Res-Indoor-CFLSCEDMoExCZ08		Res-Indoor-CFLSDGDMoExCZ08

		Exterior/None - Residential Mobile Home - Double-Wide - 09		Residential Mobile Home - Double-Wide		09		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.045		541		SDG		1		1		0		0		0						Res-Indoor-CFLPGEDMoExCZ09		Res-Indoor-CFLSCEDMoExCZ09		Res-Indoor-CFLSDGDMoExCZ09

		Exterior/None - Residential Mobile Home - Double-Wide - 10		Residential Mobile Home - Double-Wide		10		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		541		SDG		1		1		0		0.043		541						Res-Indoor-CFLPGEDMoExCZ10		Res-Indoor-CFLSCEDMoExCZ10		Res-Indoor-CFLSDGDMoExCZ10

		Exterior/None - Residential Mobile Home - Double-Wide - 11		Residential Mobile Home - Double-Wide		11		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ11		Wtd		PGE		1		1		0		0.044		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGEDMoExCZ11		Res-Indoor-CFLSCEDMoExCZ11		Res-Indoor-CFLSDGDMoExCZ11

		Exterior/None - Residential Mobile Home - Double-Wide - 12		Residential Mobile Home - Double-Wide		12		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ12		Wtd		PGE		1		1		0		0.045		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGEDMoExCZ12		Res-Indoor-CFLSCEDMoExCZ12		Res-Indoor-CFLSDGDMoExCZ12

		Exterior/None - Residential Mobile Home - Double-Wide - 13		Residential Mobile Home - Double-Wide		13		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ13		Wtd		PGE		1		1		0		0.045		541		SCE		1		1		0		0.045		541		SDG		1		1		0		0		0						Res-Indoor-CFLPGEDMoExCZ13		Res-Indoor-CFLSCEDMoExCZ13		Res-Indoor-CFLSDGDMoExCZ13

		Exterior/None - Residential Mobile Home - Double-Wide - 14		Residential Mobile Home - Double-Wide		14		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		541		SDG		1		1		0		0.043		541						Res-Indoor-CFLPGEDMoExCZ14		Res-Indoor-CFLSCEDMoExCZ14		Res-Indoor-CFLSDGDMoExCZ14

		Exterior/None - Residential Mobile Home - Double-Wide - 15		Residential Mobile Home - Double-Wide		15		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.044		541		SDG		1		1		0		0		0						Res-Indoor-CFLPGEDMoExCZ15		Res-Indoor-CFLSCEDMoExCZ15		Res-Indoor-CFLSDGDMoExCZ15

		Exterior/None - Residential Mobile Home - Double-Wide - 16		Residential Mobile Home - Double-Wide		16		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ16		Wtd		PGE		1		1		0		0.045		541		SCE		1		1		0		0.045		541		SDG		1		1		0		0		0						Res-Indoor-CFLPGEDMoExCZ16		Res-Indoor-CFLSCEDMoExCZ16		Res-Indoor-CFLSDGDMoExCZ16

		Exterior/None - Residential Mobile Home - Double-Wide - 17		Residential Mobile Home - Double-Wide		17		Exterior/None		Res-Indoor-CFL		Ex		DMo		IOU		Wtd		PGE		1		1		0		0.0444		541		SCE		1		1		0		0.0442		541		SDG		1		1		0		0.0451		541						Res-Indoor-CFLPGEDMoExIOU		Res-Indoor-CFLSCEDMoExIOU		Res-Indoor-CFLSDGDMoExIOU

		Exterior/None - Residential Multi-Family - 01		Residential Multi-Family		01		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ01		Wtd		PGE		1		1		0		0.049		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGEMFmExCZ01		Res-Indoor-CFLSCEMFmExCZ01		Res-Indoor-CFLSDGMFmExCZ01

		Exterior/None - Residential Multi-Family - 02		Residential Multi-Family		02		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ02		Wtd		PGE		1		1		0		0.043		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGEMFmExCZ02		Res-Indoor-CFLSCEMFmExCZ02		Res-Indoor-CFLSDGMFmExCZ02

		Exterior/None - Residential Multi-Family - 03		Residential Multi-Family		03		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ03		Wtd		PGE		1		1		0		0.043		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGEMFmExCZ03		Res-Indoor-CFLSCEMFmExCZ03		Res-Indoor-CFLSDGMFmExCZ03

		Exterior/None - Residential Multi-Family - 04		Residential Multi-Family		04		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ04		Wtd		PGE		1		1		0		0.043		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGEMFmExCZ04		Res-Indoor-CFLSCEMFmExCZ04		Res-Indoor-CFLSDGMFmExCZ04

		Exterior/None - Residential Multi-Family - 05		Residential Multi-Family		05		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ05		Wtd		PGE		1		1		0		0.047		541		SCE		1		1		0		0.047		541		SDG		1		1		0		0		0						Res-Indoor-CFLPGEMFmExCZ05		Res-Indoor-CFLSCEMFmExCZ05		Res-Indoor-CFLSDGMFmExCZ05

		Exterior/None - Residential Multi-Family - 06		Residential Multi-Family		06		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		541		SDG		1		1		0		0.043		541						Res-Indoor-CFLPGEMFmExCZ06		Res-Indoor-CFLSCEMFmExCZ06		Res-Indoor-CFLSDGMFmExCZ06

		Exterior/None - Residential Multi-Family - 07		Residential Multi-Family		07		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.047		541						Res-Indoor-CFLPGEMFmExCZ07		Res-Indoor-CFLSCEMFmExCZ07		Res-Indoor-CFLSDGMFmExCZ07

		Exterior/None - Residential Multi-Family - 08		Residential Multi-Family		08		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.047		541		SDG		1		1		0		0.047		541						Res-Indoor-CFLPGEMFmExCZ08		Res-Indoor-CFLSCEMFmExCZ08		Res-Indoor-CFLSDGMFmExCZ08

		Exterior/None - Residential Multi-Family - 09		Residential Multi-Family		09		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.045		541		SDG		1		1		0		0		0						Res-Indoor-CFLPGEMFmExCZ09		Res-Indoor-CFLSCEMFmExCZ09		Res-Indoor-CFLSDGMFmExCZ09

		Exterior/None - Residential Multi-Family - 10		Residential Multi-Family		10		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		541		SDG		1		1		0		0.043		541						Res-Indoor-CFLPGEMFmExCZ10		Res-Indoor-CFLSCEMFmExCZ10		Res-Indoor-CFLSDGMFmExCZ10

		Exterior/None - Residential Multi-Family - 11		Residential Multi-Family		11		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ11		Wtd		PGE		1		1		0		0.044		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGEMFmExCZ11		Res-Indoor-CFLSCEMFmExCZ11		Res-Indoor-CFLSDGMFmExCZ11

		Exterior/None - Residential Multi-Family - 12		Residential Multi-Family		12		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ12		Wtd		PGE		1		1		0		0.045		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGEMFmExCZ12		Res-Indoor-CFLSCEMFmExCZ12		Res-Indoor-CFLSDGMFmExCZ12

		Exterior/None - Residential Multi-Family - 13		Residential Multi-Family		13		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ13		Wtd		PGE		1		1		0		0.045		541		SCE		1		1		0		0.045		541		SDG		1		1		0		0		0						Res-Indoor-CFLPGEMFmExCZ13		Res-Indoor-CFLSCEMFmExCZ13		Res-Indoor-CFLSDGMFmExCZ13

		Exterior/None - Residential Multi-Family - 14		Residential Multi-Family		14		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		541		SDG		1		1		0		0.043		541						Res-Indoor-CFLPGEMFmExCZ14		Res-Indoor-CFLSCEMFmExCZ14		Res-Indoor-CFLSDGMFmExCZ14

		Exterior/None - Residential Multi-Family - 15		Residential Multi-Family		15		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.044		541		SDG		1		1		0		0.044		541						Res-Indoor-CFLPGEMFmExCZ15		Res-Indoor-CFLSCEMFmExCZ15		Res-Indoor-CFLSDGMFmExCZ15

		Exterior/None - Residential Multi-Family - 16		Residential Multi-Family		16		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ16		Wtd		PGE		1		1		0		0.045		541		SCE		1		1		0		0.045		541		SDG		1		1		0		0		0						Res-Indoor-CFLPGEMFmExCZ16		Res-Indoor-CFLSCEMFmExCZ16		Res-Indoor-CFLSDGMFmExCZ16

		Exterior/None - Residential Multi-Family - 17		Residential Multi-Family		17		Exterior/None		Res-Indoor-CFL		Ex		MFm		IOU		Wtd		PGE		1		1		0		0.0437		541		SCE		1		1		0		0.0446		541		SDG		1		1		0		0.046		541						Res-Indoor-CFLPGEMFmExIOU		Res-Indoor-CFLSCEMFmExIOU		Res-Indoor-CFLSDGMFmExIOU

		Exterior/None - Residential Single Family - 01		Residential Single Family		01		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ01		Wtd		PGE		1		1		0		0.049		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGESFmExCZ01		Res-Indoor-CFLSCESFmExCZ01		Res-Indoor-CFLSDGSFmExCZ01

		Exterior/None - Residential Single Family - 02		Residential Single Family		02		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ02		Wtd		PGE		1		1		0		0.043		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGESFmExCZ02		Res-Indoor-CFLSCESFmExCZ02		Res-Indoor-CFLSDGSFmExCZ02

		Exterior/None - Residential Single Family - 03		Residential Single Family		03		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ03		Wtd		PGE		1		1		0		0.043		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGESFmExCZ03		Res-Indoor-CFLSCESFmExCZ03		Res-Indoor-CFLSDGSFmExCZ03

		Exterior/None - Residential Single Family - 04		Residential Single Family		04		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ04		Wtd		PGE		1		1		0		0.043		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGESFmExCZ04		Res-Indoor-CFLSCESFmExCZ04		Res-Indoor-CFLSDGSFmExCZ04

		Exterior/None - Residential Single Family - 05		Residential Single Family		05		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ05		Wtd		PGE		1		1		0		0.047		541		SCE		1		1		0		0.047		541		SDG		1		1		0		0		0						Res-Indoor-CFLPGESFmExCZ05		Res-Indoor-CFLSCESFmExCZ05		Res-Indoor-CFLSDGSFmExCZ05

		Exterior/None - Residential Single Family - 06		Residential Single Family		06		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		541		SDG		1		1		0		0.043		541						Res-Indoor-CFLPGESFmExCZ06		Res-Indoor-CFLSCESFmExCZ06		Res-Indoor-CFLSDGSFmExCZ06

		Exterior/None - Residential Single Family - 07		Residential Single Family		07		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.047		541						Res-Indoor-CFLPGESFmExCZ07		Res-Indoor-CFLSCESFmExCZ07		Res-Indoor-CFLSDGSFmExCZ07

		Exterior/None - Residential Single Family - 08		Residential Single Family		08		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.047		541		SDG		1		1		0		0.047		541						Res-Indoor-CFLPGESFmExCZ08		Res-Indoor-CFLSCESFmExCZ08		Res-Indoor-CFLSDGSFmExCZ08

		Exterior/None - Residential Single Family - 09		Residential Single Family		09		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.045		541		SDG		1		1		0		0		0						Res-Indoor-CFLPGESFmExCZ09		Res-Indoor-CFLSCESFmExCZ09		Res-Indoor-CFLSDGSFmExCZ09

		Exterior/None - Residential Single Family - 10		Residential Single Family		10		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		541		SDG		1		1		0		0.043		541						Res-Indoor-CFLPGESFmExCZ10		Res-Indoor-CFLSCESFmExCZ10		Res-Indoor-CFLSDGSFmExCZ10

		Exterior/None - Residential Single Family - 11		Residential Single Family		11		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ11		Wtd		PGE		1		1		0		0.044		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGESFmExCZ11		Res-Indoor-CFLSCESFmExCZ11		Res-Indoor-CFLSDGSFmExCZ11

		Exterior/None - Residential Single Family - 12		Residential Single Family		12		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ12		Wtd		PGE		1		1		0		0.045		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Res-Indoor-CFLPGESFmExCZ12		Res-Indoor-CFLSCESFmExCZ12		Res-Indoor-CFLSDGSFmExCZ12

		Exterior/None - Residential Single Family - 13		Residential Single Family		13		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ13		Wtd		PGE		1		1		0		0.045		541		SCE		1		1		0		0.045		541		SDG		1		1		0		0		0						Res-Indoor-CFLPGESFmExCZ13		Res-Indoor-CFLSCESFmExCZ13		Res-Indoor-CFLSDGSFmExCZ13

		Exterior/None - Residential Single Family - 14		Residential Single Family		14		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		541		SDG		1		1		0		0.043		541						Res-Indoor-CFLPGESFmExCZ14		Res-Indoor-CFLSCESFmExCZ14		Res-Indoor-CFLSDGSFmExCZ14

		Exterior/None - Residential Single Family - 15		Residential Single Family		15		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.044		541		SDG		1		1		0		0.044		541						Res-Indoor-CFLPGESFmExCZ15		Res-Indoor-CFLSCESFmExCZ15		Res-Indoor-CFLSDGSFmExCZ15

		Exterior/None - Residential Single Family - 16		Residential Single Family		16		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ16		Wtd		PGE		1		1		0		0.045		541		SCE		1		1		0		0.045		541		SDG		1		1		0		0		0						Res-Indoor-CFLPGESFmExCZ16		Res-Indoor-CFLSCESFmExCZ16		Res-Indoor-CFLSDGSFmExCZ16

		Exterior/None - Residential Single Family - 17		Residential Single Family		17		Exterior/None		Res-Indoor-CFL		Ex		SFm		IOU		Wtd		PGE		1		1		0		0.0441		541		SCE		1		1		0		0.0445		541		SDG		1		1		0		0.0454		541						Res-Indoor-CFLPGESFmExIOU		Res-Indoor-CFLSCESFmExIOU		Res-Indoor-CFLSDGSFmExIOU

		Exterior/None - Residential Weighted - 17		Residential Weighted		17		Exterior/None		Res-Indoor-CFL		Ex		Res		IOU		Wtd		PGE		1		1		0		0.044		541		SCE		1		1		0		0.0445		541		SDG		1		1		0		0.0456		541						Res-Indoor-CFLPGEResExIOU		Res-Indoor-CFLSCEResExIOU		Res-Indoor-CFLSDGResExIOU

		Exterior/None - Agricultural - 01		Agricultural		01		Exterior/None		Com-Indoor-CFL		Ex		Agr		CZ01		Wtd		PGE		1		1		0		0.6661		2710		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAgrExCZ01		Com-Indoor-CFLSCEAgrExCZ01		Com-Indoor-CFLSDGAgrExCZ01

		Exterior/None - Agricultural - 02		Agricultural		02		Exterior/None		Com-Indoor-CFL		Ex		Agr		CZ02		Wtd		PGE		1		1		0		0.6661		2710		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAgrExCZ02		Com-Indoor-CFLSCEAgrExCZ02		Com-Indoor-CFLSDGAgrExCZ02

		Exterior/None - Agricultural - 03		Agricultural		03		Exterior/None		Com-Indoor-CFL		Ex		Agr		CZ03		Wtd		PGE		1		1		0		0.6661		2710		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAgrExCZ03		Com-Indoor-CFLSCEAgrExCZ03		Com-Indoor-CFLSDGAgrExCZ03

		Exterior/None - Agricultural - 04		Agricultural		04		Exterior/None		Com-Indoor-CFL		Ex		Agr		CZ04		Wtd		PGE		1		1		0		0.6661		2710		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAgrExCZ04		Com-Indoor-CFLSCEAgrExCZ04		Com-Indoor-CFLSDGAgrExCZ04

		Exterior/None - Agricultural - 05		Agricultural		05		Exterior/None		Com-Indoor-CFL		Ex		Agr		CZ05		Wtd		PGE		1		1		0		0.6661		2710		SCE		1		1		0		0.6661		2710		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAgrExCZ05		Com-Indoor-CFLSCEAgrExCZ05		Com-Indoor-CFLSDGAgrExCZ05

		Exterior/None - Agricultural - 06		Agricultural		06		Exterior/None		Com-Indoor-CFL		Ex		Agr		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.6661		2710		SDG		1		1		0		0.6661		2710						Com-Indoor-CFLPGEAgrExCZ06		Com-Indoor-CFLSCEAgrExCZ06		Com-Indoor-CFLSDGAgrExCZ06

		Exterior/None - Agricultural - 07		Agricultural		07		Exterior/None		Com-Indoor-CFL		Ex		Agr		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.6661		2710						Com-Indoor-CFLPGEAgrExCZ07		Com-Indoor-CFLSCEAgrExCZ07		Com-Indoor-CFLSDGAgrExCZ07

		Exterior/None - Agricultural - 08		Agricultural		08		Exterior/None		Com-Indoor-CFL		Ex		Agr		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.6661		2710		SDG		1		1		0		0.6661		2710						Com-Indoor-CFLPGEAgrExCZ08		Com-Indoor-CFLSCEAgrExCZ08		Com-Indoor-CFLSDGAgrExCZ08

		Exterior/None - Agricultural - 09		Agricultural		09		Exterior/None		Com-Indoor-CFL		Ex		Agr		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.6661		2710		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAgrExCZ09		Com-Indoor-CFLSCEAgrExCZ09		Com-Indoor-CFLSDGAgrExCZ09

		Exterior/None - Agricultural - 10		Agricultural		10		Exterior/None		Com-Indoor-CFL		Ex		Agr		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.6661		2710		SDG		1		1		0		0.6661		2710						Com-Indoor-CFLPGEAgrExCZ10		Com-Indoor-CFLSCEAgrExCZ10		Com-Indoor-CFLSDGAgrExCZ10

		Exterior/None - Agricultural - 11		Agricultural		11		Exterior/None		Com-Indoor-CFL		Ex		Agr		CZ11		Wtd		PGE		1		1		0		0.6661		2710		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAgrExCZ11		Com-Indoor-CFLSCEAgrExCZ11		Com-Indoor-CFLSDGAgrExCZ11

		Exterior/None - Agricultural - 12		Agricultural		12		Exterior/None		Com-Indoor-CFL		Ex		Agr		CZ12		Wtd		PGE		1		1		0		0.6661		2710		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAgrExCZ12		Com-Indoor-CFLSCEAgrExCZ12		Com-Indoor-CFLSDGAgrExCZ12

		Exterior/None - Agricultural - 13		Agricultural		13		Exterior/None		Com-Indoor-CFL		Ex		Agr		CZ13		Wtd		PGE		1		1		0		0.6661		2710		SCE		1		1		0		0.6661		2710		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAgrExCZ13		Com-Indoor-CFLSCEAgrExCZ13		Com-Indoor-CFLSDGAgrExCZ13

		Exterior/None - Agricultural - 14		Agricultural		14		Exterior/None		Com-Indoor-CFL		Ex		Agr		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.6661		2710		SDG		1		1		0		0.6661		2710						Com-Indoor-CFLPGEAgrExCZ14		Com-Indoor-CFLSCEAgrExCZ14		Com-Indoor-CFLSDGAgrExCZ14

		Exterior/None - Agricultural - 15		Agricultural		15		Exterior/None		Com-Indoor-CFL		Ex		Agr		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.6661		2710		SDG		1		1		0		0.6661		2710						Com-Indoor-CFLPGEAgrExCZ15		Com-Indoor-CFLSCEAgrExCZ15		Com-Indoor-CFLSDGAgrExCZ15

		Exterior/None - Agricultural - 16		Agricultural		16		Exterior/None		Com-Indoor-CFL		Ex		Agr		CZ16		Wtd		PGE		1		1		0		0.6661		2710		SCE		1		1		0		0.6661		2710		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAgrExCZ16		Com-Indoor-CFLSCEAgrExCZ16		Com-Indoor-CFLSDGAgrExCZ16

		Exterior/None - Agricultural - 17		Agricultural		17		Exterior/None		Com-Indoor-CFL		Ex		Agr		IOU		Wtd		PGE		1		1		0		0.6661		2710		SCE		1		1		0		0.6661		2710		SDG		1		1		0		0.6661		2710						Com-Indoor-CFLPGEAgrExIOU		Com-Indoor-CFLSCEAgrExIOU		Com-Indoor-CFLSDGAgrExIOU

		Exterior/None - Assembly - 01		Assembly		01		Exterior/None		Com-Indoor-CFL		Ex		Asm		CZ01		Wtd		PGE		1		1		0		0.409		2300		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAsmExCZ01		Com-Indoor-CFLSCEAsmExCZ01		Com-Indoor-CFLSDGAsmExCZ01

		Exterior/None - Assembly - 02		Assembly		02		Exterior/None		Com-Indoor-CFL		Ex		Asm		CZ02		Wtd		PGE		1		1		0		0.409		2300		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAsmExCZ02		Com-Indoor-CFLSCEAsmExCZ02		Com-Indoor-CFLSDGAsmExCZ02

		Exterior/None - Assembly - 03		Assembly		03		Exterior/None		Com-Indoor-CFL		Ex		Asm		CZ03		Wtd		PGE		1		1		0		0.409		2300		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAsmExCZ03		Com-Indoor-CFLSCEAsmExCZ03		Com-Indoor-CFLSDGAsmExCZ03

		Exterior/None - Assembly - 04		Assembly		04		Exterior/None		Com-Indoor-CFL		Ex		Asm		CZ04		Wtd		PGE		1		1		0		0.409		2300		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAsmExCZ04		Com-Indoor-CFLSCEAsmExCZ04		Com-Indoor-CFLSDGAsmExCZ04

		Exterior/None - Assembly - 05		Assembly		05		Exterior/None		Com-Indoor-CFL		Ex		Asm		CZ05		Wtd		PGE		1		1		0		0.409		2300		SCE		1		1		0		0.409		2300		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAsmExCZ05		Com-Indoor-CFLSCEAsmExCZ05		Com-Indoor-CFLSDGAsmExCZ05

		Exterior/None - Assembly - 06		Assembly		06		Exterior/None		Com-Indoor-CFL		Ex		Asm		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.409		2300		SDG		1		1		0		0.409		2300						Com-Indoor-CFLPGEAsmExCZ06		Com-Indoor-CFLSCEAsmExCZ06		Com-Indoor-CFLSDGAsmExCZ06

		Exterior/None - Assembly - 07		Assembly		07		Exterior/None		Com-Indoor-CFL		Ex		Asm		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.409		2300						Com-Indoor-CFLPGEAsmExCZ07		Com-Indoor-CFLSCEAsmExCZ07		Com-Indoor-CFLSDGAsmExCZ07

		Exterior/None - Assembly - 08		Assembly		08		Exterior/None		Com-Indoor-CFL		Ex		Asm		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.409		2300		SDG		1		1		0		0.409		2300						Com-Indoor-CFLPGEAsmExCZ08		Com-Indoor-CFLSCEAsmExCZ08		Com-Indoor-CFLSDGAsmExCZ08

		Exterior/None - Assembly - 09		Assembly		09		Exterior/None		Com-Indoor-CFL		Ex		Asm		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.409		2300		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAsmExCZ09		Com-Indoor-CFLSCEAsmExCZ09		Com-Indoor-CFLSDGAsmExCZ09

		Exterior/None - Assembly - 10		Assembly		10		Exterior/None		Com-Indoor-CFL		Ex		Asm		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.409		2300		SDG		1		1		0		0.409		2300						Com-Indoor-CFLPGEAsmExCZ10		Com-Indoor-CFLSCEAsmExCZ10		Com-Indoor-CFLSDGAsmExCZ10

		Exterior/None - Assembly - 11		Assembly		11		Exterior/None		Com-Indoor-CFL		Ex		Asm		CZ11		Wtd		PGE		1		1		0		0.409		2300		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAsmExCZ11		Com-Indoor-CFLSCEAsmExCZ11		Com-Indoor-CFLSDGAsmExCZ11

		Exterior/None - Assembly - 12		Assembly		12		Exterior/None		Com-Indoor-CFL		Ex		Asm		CZ12		Wtd		PGE		1		1		0		0.409		2300		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAsmExCZ12		Com-Indoor-CFLSCEAsmExCZ12		Com-Indoor-CFLSDGAsmExCZ12

		Exterior/None - Assembly - 13		Assembly		13		Exterior/None		Com-Indoor-CFL		Ex		Asm		CZ13		Wtd		PGE		1		1		0		0.409		2300		SCE		1		1		0		0.409		2300		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAsmExCZ13		Com-Indoor-CFLSCEAsmExCZ13		Com-Indoor-CFLSDGAsmExCZ13

		Exterior/None - Assembly - 14		Assembly		14		Exterior/None		Com-Indoor-CFL		Ex		Asm		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.409		2300		SDG		1		1		0		0.409		2300						Com-Indoor-CFLPGEAsmExCZ14		Com-Indoor-CFLSCEAsmExCZ14		Com-Indoor-CFLSDGAsmExCZ14

		Exterior/None - Assembly - 15		Assembly		15		Exterior/None		Com-Indoor-CFL		Ex		Asm		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.409		2300		SDG		1		1		0		0.409		2300						Com-Indoor-CFLPGEAsmExCZ15		Com-Indoor-CFLSCEAsmExCZ15		Com-Indoor-CFLSDGAsmExCZ15

		Exterior/None - Assembly - 16		Assembly		16		Exterior/None		Com-Indoor-CFL		Ex		Asm		CZ16		Wtd		PGE		1		1		0		0.409		2300		SCE		1		1		0		0.409		2300		SDG		1		1		0		0		0						Com-Indoor-CFLPGEAsmExCZ16		Com-Indoor-CFLSCEAsmExCZ16		Com-Indoor-CFLSDGAsmExCZ16

		Exterior/None - Assembly - 17		Assembly		17		Exterior/None		Com-Indoor-CFL		Ex		Asm		IOU		Wtd		PGE		1		1		0		0.409		2300		SCE		1		1		0		0.409		2300		SDG		1		1		0		0.409		2300						Com-Indoor-CFLPGEAsmExIOU		Com-Indoor-CFLSCEAsmExIOU		Com-Indoor-CFLSDGAsmExIOU

		Exterior/None - Education - Community College - 01		Education - Community College		01		Exterior/None		Com-Indoor-CFL		Ex		ECC		CZ01		Wtd		PGE		1		1		0		0.647		2420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEECCExCZ01		Com-Indoor-CFLSCEECCExCZ01		Com-Indoor-CFLSDGECCExCZ01

		Exterior/None - Education - Community College - 02		Education - Community College		02		Exterior/None		Com-Indoor-CFL		Ex		ECC		CZ02		Wtd		PGE		1		1		0		0.42		2420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEECCExCZ02		Com-Indoor-CFLSCEECCExCZ02		Com-Indoor-CFLSDGECCExCZ02

		Exterior/None - Education - Community College - 03		Education - Community College		03		Exterior/None		Com-Indoor-CFL		Ex		ECC		CZ03		Wtd		PGE		1		1		0		0.487		2420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEECCExCZ03		Com-Indoor-CFLSCEECCExCZ03		Com-Indoor-CFLSDGECCExCZ03

		Exterior/None - Education - Community College - 04		Education - Community College		04		Exterior/None		Com-Indoor-CFL		Ex		ECC		CZ04		Wtd		PGE		1		1		0		0.487		2420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEECCExCZ04		Com-Indoor-CFLSCEECCExCZ04		Com-Indoor-CFLSDGECCExCZ04

		Exterior/None - Education - Community College - 05		Education - Community College		05		Exterior/None		Com-Indoor-CFL		Ex		ECC		CZ05		Wtd		PGE		1		1		0		0.806		2420		SCE		1		1		0		0.806		2420		SDG		1		1		0		0		0						Com-Indoor-CFLPGEECCExCZ05		Com-Indoor-CFLSCEECCExCZ05		Com-Indoor-CFLSDGECCExCZ05

		Exterior/None - Education - Community College - 06		Education - Community College		06		Exterior/None		Com-Indoor-CFL		Ex		ECC		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.487		2420		SDG		1		1		0		0.487		2420						Com-Indoor-CFLPGEECCExCZ06		Com-Indoor-CFLSCEECCExCZ06		Com-Indoor-CFLSDGECCExCZ06

		Exterior/None - Education - Community College - 07		Education - Community College		07		Exterior/None		Com-Indoor-CFL		Ex		ECC		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.806		2420						Com-Indoor-CFLPGEECCExCZ07		Com-Indoor-CFLSCEECCExCZ07		Com-Indoor-CFLSDGECCExCZ07

		Exterior/None - Education - Community College - 08		Education - Community College		08		Exterior/None		Com-Indoor-CFL		Ex		ECC		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.806		2420		SDG		1		1		0		0.806		2420						Com-Indoor-CFLPGEECCExCZ08		Com-Indoor-CFLSCEECCExCZ08		Com-Indoor-CFLSDGECCExCZ08

		Exterior/None - Education - Community College - 09		Education - Community College		09		Exterior/None		Com-Indoor-CFL		Ex		ECC		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.487		2420		SDG		1		1		0		0		0						Com-Indoor-CFLPGEECCExCZ09		Com-Indoor-CFLSCEECCExCZ09		Com-Indoor-CFLSDGECCExCZ09

		Exterior/None - Education - Community College - 10		Education - Community College		10		Exterior/None		Com-Indoor-CFL		Ex		ECC		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.487		2420		SDG		1		1		0		0.487		2420						Com-Indoor-CFLPGEECCExCZ10		Com-Indoor-CFLSCEECCExCZ10		Com-Indoor-CFLSDGECCExCZ10

		Exterior/None - Education - Community College - 11		Education - Community College		11		Exterior/None		Com-Indoor-CFL		Ex		ECC		CZ11		Wtd		PGE		1		1		0		0.487		2420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEECCExCZ11		Com-Indoor-CFLSCEECCExCZ11		Com-Indoor-CFLSDGECCExCZ11

		Exterior/None - Education - Community College - 12		Education - Community College		12		Exterior/None		Com-Indoor-CFL		Ex		ECC		CZ12		Wtd		PGE		1		1		0		0.487		2420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEECCExCZ12		Com-Indoor-CFLSCEECCExCZ12		Com-Indoor-CFLSDGECCExCZ12

		Exterior/None - Education - Community College - 13		Education - Community College		13		Exterior/None		Com-Indoor-CFL		Ex		ECC		CZ13		Wtd		PGE		1		1		0		0.022		2420		SCE		1		1		0		0.022		2420		SDG		1		1		0		0		0						Com-Indoor-CFLPGEECCExCZ13		Com-Indoor-CFLSCEECCExCZ13		Com-Indoor-CFLSDGECCExCZ13

		Exterior/None - Education - Community College - 14		Education - Community College		14		Exterior/None		Com-Indoor-CFL		Ex		ECC		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.487		2420		SDG		1		1		0		0.487		2420						Com-Indoor-CFLPGEECCExCZ14		Com-Indoor-CFLSCEECCExCZ14		Com-Indoor-CFLSDGECCExCZ14

		Exterior/None - Education - Community College - 15		Education - Community College		15		Exterior/None		Com-Indoor-CFL		Ex		ECC		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.487		2420		SDG		1		1		0		0		0						Com-Indoor-CFLPGEECCExCZ15		Com-Indoor-CFLSCEECCExCZ15		Com-Indoor-CFLSDGECCExCZ15

		Exterior/None - Education - Community College - 16		Education - Community College		16		Exterior/None		Com-Indoor-CFL		Ex		ECC		CZ16		Wtd		PGE		1		1		0		0.487		2420		SCE		1		1		0		0.487		2420		SDG		1		1		0		0		0						Com-Indoor-CFLPGEECCExCZ16		Com-Indoor-CFLSCEECCExCZ16		Com-Indoor-CFLSDGECCExCZ16

		Exterior/None - Education - Community College - 17		Education - Community College		17		Exterior/None		Com-Indoor-CFL		Ex		ECC		IOU		Wtd		PGE		1		1		0		0.445		2420		SCE		1		1		0		0.601		2420		SDG		1		1		0		0.728		2420						Com-Indoor-CFLPGEECCExIOU		Com-Indoor-CFLSCEECCExIOU		Com-Indoor-CFLSDGECCExIOU

		Exterior/None - Education - Primary School - 01		Education - Primary School		01		Exterior/None		Com-Indoor-CFL		Ex		EPr		CZ01		Wtd		PGE		1		1		0		0.63		2240		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEPrExCZ01		Com-Indoor-CFLSCEEPrExCZ01		Com-Indoor-CFLSDGEPrExCZ01

		Exterior/None - Education - Primary School - 02		Education - Primary School		02		Exterior/None		Com-Indoor-CFL		Ex		EPr		CZ02		Wtd		PGE		1		1		0		0.02		2240		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEPrExCZ02		Com-Indoor-CFLSCEEPrExCZ02		Com-Indoor-CFLSDGEPrExCZ02

		Exterior/None - Education - Primary School - 03		Education - Primary School		03		Exterior/None		Com-Indoor-CFL		Ex		EPr		CZ03		Wtd		PGE		1		1		0		0.02		2240		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEPrExCZ03		Com-Indoor-CFLSCEEPrExCZ03		Com-Indoor-CFLSDGEPrExCZ03

		Exterior/None - Education - Primary School - 04		Education - Primary School		04		Exterior/None		Com-Indoor-CFL		Ex		EPr		CZ04		Wtd		PGE		1		1		0		0.02		2240		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEPrExCZ04		Com-Indoor-CFLSCEEPrExCZ04		Com-Indoor-CFLSDGEPrExCZ04

		Exterior/None - Education - Primary School - 05		Education - Primary School		05		Exterior/None		Com-Indoor-CFL		Ex		EPr		CZ05		Wtd		PGE		1		1		0		0.617		2240		SCE		1		1		0		0.617		2240		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEPrExCZ05		Com-Indoor-CFLSCEEPrExCZ05		Com-Indoor-CFLSDGEPrExCZ05

		Exterior/None - Education - Primary School - 06		Education - Primary School		06		Exterior/None		Com-Indoor-CFL		Ex		EPr		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2240		SDG		1		1		0		0.02		2240						Com-Indoor-CFLPGEEPrExCZ06		Com-Indoor-CFLSCEEPrExCZ06		Com-Indoor-CFLSDGEPrExCZ06

		Exterior/None - Education - Primary School - 07		Education - Primary School		07		Exterior/None		Com-Indoor-CFL		Ex		EPr		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.617		2240						Com-Indoor-CFLPGEEPrExCZ07		Com-Indoor-CFLSCEEPrExCZ07		Com-Indoor-CFLSDGEPrExCZ07

		Exterior/None - Education - Primary School - 08		Education - Primary School		08		Exterior/None		Com-Indoor-CFL		Ex		EPr		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.617		2240		SDG		1		1		0		0.617		2240						Com-Indoor-CFLPGEEPrExCZ08		Com-Indoor-CFLSCEEPrExCZ08		Com-Indoor-CFLSDGEPrExCZ08

		Exterior/None - Education - Primary School - 09		Education - Primary School		09		Exterior/None		Com-Indoor-CFL		Ex		EPr		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2240		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEPrExCZ09		Com-Indoor-CFLSCEEPrExCZ09		Com-Indoor-CFLSDGEPrExCZ09

		Exterior/None - Education - Primary School - 10		Education - Primary School		10		Exterior/None		Com-Indoor-CFL		Ex		EPr		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2240		SDG		1		1		0		0.02		2240						Com-Indoor-CFLPGEEPrExCZ10		Com-Indoor-CFLSCEEPrExCZ10		Com-Indoor-CFLSDGEPrExCZ10

		Exterior/None - Education - Primary School - 11		Education - Primary School		11		Exterior/None		Com-Indoor-CFL		Ex		EPr		CZ11		Wtd		PGE		1		1		0		0.02		2240		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEPrExCZ11		Com-Indoor-CFLSCEEPrExCZ11		Com-Indoor-CFLSDGEPrExCZ11

		Exterior/None - Education - Primary School - 12		Education - Primary School		12		Exterior/None		Com-Indoor-CFL		Ex		EPr		CZ12		Wtd		PGE		1		1		0		0.02		2240		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEPrExCZ12		Com-Indoor-CFLSCEEPrExCZ12		Com-Indoor-CFLSDGEPrExCZ12

		Exterior/None - Education - Primary School - 13		Education - Primary School		13		Exterior/None		Com-Indoor-CFL		Ex		EPr		CZ13		Wtd		PGE		1		1		0		0.02		2240		SCE		1		1		0		0.02		2240		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEPrExCZ13		Com-Indoor-CFLSCEEPrExCZ13		Com-Indoor-CFLSDGEPrExCZ13

		Exterior/None - Education - Primary School - 14		Education - Primary School		14		Exterior/None		Com-Indoor-CFL		Ex		EPr		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2240		SDG		1		1		0		0.02		2240						Com-Indoor-CFLPGEEPrExCZ14		Com-Indoor-CFLSCEEPrExCZ14		Com-Indoor-CFLSDGEPrExCZ14

		Exterior/None - Education - Primary School - 15		Education - Primary School		15		Exterior/None		Com-Indoor-CFL		Ex		EPr		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2240		SDG		1		1		0		0.02		2240						Com-Indoor-CFLPGEEPrExCZ15		Com-Indoor-CFLSCEEPrExCZ15		Com-Indoor-CFLSDGEPrExCZ15

		Exterior/None - Education - Primary School - 16		Education - Primary School		16		Exterior/None		Com-Indoor-CFL		Ex		EPr		CZ16		Wtd		PGE		1		1		0		0.02		2240		SCE		1		1		0		0.02		2240		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEPrExCZ16		Com-Indoor-CFLSCEEPrExCZ16		Com-Indoor-CFLSDGEPrExCZ16

		Exterior/None - Education - Primary School - 17		Education - Primary School		17		Exterior/None		Com-Indoor-CFL		Ex		EPr		IOU		Wtd		PGE		1		1		0		0.0382		2240		SCE		1		1		0		0.208		2240		SDG		1		1		0		0.387		2240						Com-Indoor-CFLPGEEPrExIOU		Com-Indoor-CFLSCEEPrExIOU		Com-Indoor-CFLSDGEPrExIOU

		Exterior/None - Education - Relocatable Classroom - 01		Education - Relocatable Classroom		01		Exterior/None		Com-Indoor-CFL		Ex		ERC		CZ01		Wtd		PGE		1		1		0		0.728		2600		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEERCExCZ01		Com-Indoor-CFLSCEERCExCZ01		Com-Indoor-CFLSDGERCExCZ01

		Exterior/None - Education - Relocatable Classroom - 02		Education - Relocatable Classroom		02		Exterior/None		Com-Indoor-CFL		Ex		ERC		CZ02		Wtd		PGE		1		1		0		0.021		2600		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEERCExCZ02		Com-Indoor-CFLSCEERCExCZ02		Com-Indoor-CFLSDGERCExCZ02

		Exterior/None - Education - Relocatable Classroom - 03		Education - Relocatable Classroom		03		Exterior/None		Com-Indoor-CFL		Ex		ERC		CZ03		Wtd		PGE		1		1		0		0.02		2600		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEERCExCZ03		Com-Indoor-CFLSCEERCExCZ03		Com-Indoor-CFLSDGERCExCZ03

		Exterior/None - Education - Relocatable Classroom - 04		Education - Relocatable Classroom		04		Exterior/None		Com-Indoor-CFL		Ex		ERC		CZ04		Wtd		PGE		1		1		0		0.02		2600		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEERCExCZ04		Com-Indoor-CFLSCEERCExCZ04		Com-Indoor-CFLSDGERCExCZ04

		Exterior/None - Education - Relocatable Classroom - 05		Education - Relocatable Classroom		05		Exterior/None		Com-Indoor-CFL		Ex		ERC		CZ05		Wtd		PGE		1		1		0		0.702		2600		SCE		1		1		0		0.702		2600		SDG		1		1		0		0		0						Com-Indoor-CFLPGEERCExCZ05		Com-Indoor-CFLSCEERCExCZ05		Com-Indoor-CFLSDGERCExCZ05

		Exterior/None - Education - Relocatable Classroom - 06		Education - Relocatable Classroom		06		Exterior/None		Com-Indoor-CFL		Ex		ERC		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2600		SDG		1		1		0		0.02		2600						Com-Indoor-CFLPGEERCExCZ06		Com-Indoor-CFLSCEERCExCZ06		Com-Indoor-CFLSDGERCExCZ06

		Exterior/None - Education - Relocatable Classroom - 07		Education - Relocatable Classroom		07		Exterior/None		Com-Indoor-CFL		Ex		ERC		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.702		2600						Com-Indoor-CFLPGEERCExCZ07		Com-Indoor-CFLSCEERCExCZ07		Com-Indoor-CFLSDGERCExCZ07

		Exterior/None - Education - Relocatable Classroom - 08		Education - Relocatable Classroom		08		Exterior/None		Com-Indoor-CFL		Ex		ERC		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.702		2600		SDG		1		1		0		0.702		2600						Com-Indoor-CFLPGEERCExCZ08		Com-Indoor-CFLSCEERCExCZ08		Com-Indoor-CFLSDGERCExCZ08

		Exterior/None - Education - Relocatable Classroom - 09		Education - Relocatable Classroom		09		Exterior/None		Com-Indoor-CFL		Ex		ERC		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2600		SDG		1		1		0		0		0						Com-Indoor-CFLPGEERCExCZ09		Com-Indoor-CFLSCEERCExCZ09		Com-Indoor-CFLSDGERCExCZ09

		Exterior/None - Education - Relocatable Classroom - 10		Education - Relocatable Classroom		10		Exterior/None		Com-Indoor-CFL		Ex		ERC		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2600		SDG		1		1		0		0.02		2600						Com-Indoor-CFLPGEERCExCZ10		Com-Indoor-CFLSCEERCExCZ10		Com-Indoor-CFLSDGERCExCZ10

		Exterior/None - Education - Relocatable Classroom - 11		Education - Relocatable Classroom		11		Exterior/None		Com-Indoor-CFL		Ex		ERC		CZ11		Wtd		PGE		1		1		0		0.02		2600		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEERCExCZ11		Com-Indoor-CFLSCEERCExCZ11		Com-Indoor-CFLSDGERCExCZ11

		Exterior/None - Education - Relocatable Classroom - 12		Education - Relocatable Classroom		12		Exterior/None		Com-Indoor-CFL		Ex		ERC		CZ12		Wtd		PGE		1		1		0		0.02		2600		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEERCExCZ12		Com-Indoor-CFLSCEERCExCZ12		Com-Indoor-CFLSDGERCExCZ12

		Exterior/None - Education - Relocatable Classroom - 13		Education - Relocatable Classroom		13		Exterior/None		Com-Indoor-CFL		Ex		ERC		CZ13		Wtd		PGE		1		1		0		0.02		2600		SCE		1		1		0		0.02		2600		SDG		1		1		0		0		0						Com-Indoor-CFLPGEERCExCZ13		Com-Indoor-CFLSCEERCExCZ13		Com-Indoor-CFLSDGERCExCZ13

		Exterior/None - Education - Relocatable Classroom - 14		Education - Relocatable Classroom		14		Exterior/None		Com-Indoor-CFL		Ex		ERC		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2600		SDG		1		1		0		0.02		2600						Com-Indoor-CFLPGEERCExCZ14		Com-Indoor-CFLSCEERCExCZ14		Com-Indoor-CFLSDGERCExCZ14

		Exterior/None - Education - Relocatable Classroom - 15		Education - Relocatable Classroom		15		Exterior/None		Com-Indoor-CFL		Ex		ERC		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2600		SDG		1		1		0		0.02		2600						Com-Indoor-CFLPGEERCExCZ15		Com-Indoor-CFLSCEERCExCZ15		Com-Indoor-CFLSDGERCExCZ15

		Exterior/None - Education - Relocatable Classroom - 16		Education - Relocatable Classroom		16		Exterior/None		Com-Indoor-CFL		Ex		ERC		CZ16		Wtd		PGE		1		1		0		0.02		2600		SCE		1		1		0		0.02		2600		SDG		1		1		0		0		0						Com-Indoor-CFLPGEERCExCZ16		Com-Indoor-CFLSCEERCExCZ16		Com-Indoor-CFLSDGERCExCZ16

		Exterior/None - Education - Relocatable Classroom - 17		Education - Relocatable Classroom		17		Exterior/None		Com-Indoor-CFL		Ex		ERC		IOU		Wtd		PGE		1		1		0		0.0409		2600		SCE		1		1		0		0.235		2600		SDG		1		1		0		0.439		2600						Com-Indoor-CFLPGEERCExIOU		Com-Indoor-CFLSCEERCExIOU		Com-Indoor-CFLSDGERCExIOU

		Exterior/None - Education - Secondary School - 01		Education - Secondary School		01		Exterior/None		Com-Indoor-CFL		Ex		ESe		CZ01		Wtd		PGE		1		1		0		0.715		2330		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEESeExCZ01		Com-Indoor-CFLSCEESeExCZ01		Com-Indoor-CFLSDGESeExCZ01

		Exterior/None - Education - Secondary School - 02		Education - Secondary School		02		Exterior/None		Com-Indoor-CFL		Ex		ESe		CZ02		Wtd		PGE		1		1		0		0.02		2330		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEESeExCZ02		Com-Indoor-CFLSCEESeExCZ02		Com-Indoor-CFLSDGESeExCZ02

		Exterior/None - Education - Secondary School - 03		Education - Secondary School		03		Exterior/None		Com-Indoor-CFL		Ex		ESe		CZ03		Wtd		PGE		1		1		0		0.02		2330		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEESeExCZ03		Com-Indoor-CFLSCEESeExCZ03		Com-Indoor-CFLSDGESeExCZ03

		Exterior/None - Education - Secondary School - 04		Education - Secondary School		04		Exterior/None		Com-Indoor-CFL		Ex		ESe		CZ04		Wtd		PGE		1		1		0		0.02		2330		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEESeExCZ04		Com-Indoor-CFLSCEESeExCZ04		Com-Indoor-CFLSDGESeExCZ04

		Exterior/None - Education - Secondary School - 05		Education - Secondary School		05		Exterior/None		Com-Indoor-CFL		Ex		ESe		CZ05		Wtd		PGE		1		1		0		0.709		2330		SCE		1		1		0		0.709		2330		SDG		1		1		0		0		0						Com-Indoor-CFLPGEESeExCZ05		Com-Indoor-CFLSCEESeExCZ05		Com-Indoor-CFLSDGESeExCZ05

		Exterior/None - Education - Secondary School - 06		Education - Secondary School		06		Exterior/None		Com-Indoor-CFL		Ex		ESe		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2330		SDG		1		1		0		0.02		2330						Com-Indoor-CFLPGEESeExCZ06		Com-Indoor-CFLSCEESeExCZ06		Com-Indoor-CFLSDGESeExCZ06

		Exterior/None - Education - Secondary School - 07		Education - Secondary School		07		Exterior/None		Com-Indoor-CFL		Ex		ESe		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.709		2330						Com-Indoor-CFLPGEESeExCZ07		Com-Indoor-CFLSCEESeExCZ07		Com-Indoor-CFLSDGESeExCZ07

		Exterior/None - Education - Secondary School - 08		Education - Secondary School		08		Exterior/None		Com-Indoor-CFL		Ex		ESe		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.709		2330		SDG		1		1		0		0.709		2330						Com-Indoor-CFLPGEESeExCZ08		Com-Indoor-CFLSCEESeExCZ08		Com-Indoor-CFLSDGESeExCZ08

		Exterior/None - Education - Secondary School - 09		Education - Secondary School		09		Exterior/None		Com-Indoor-CFL		Ex		ESe		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2330		SDG		1		1		0		0		0						Com-Indoor-CFLPGEESeExCZ09		Com-Indoor-CFLSCEESeExCZ09		Com-Indoor-CFLSDGESeExCZ09

		Exterior/None - Education - Secondary School - 10		Education - Secondary School		10		Exterior/None		Com-Indoor-CFL		Ex		ESe		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2330		SDG		1		1		0		0.02		2330						Com-Indoor-CFLPGEESeExCZ10		Com-Indoor-CFLSCEESeExCZ10		Com-Indoor-CFLSDGESeExCZ10

		Exterior/None - Education - Secondary School - 11		Education - Secondary School		11		Exterior/None		Com-Indoor-CFL		Ex		ESe		CZ11		Wtd		PGE		1		1		0		0.02		2330		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEESeExCZ11		Com-Indoor-CFLSCEESeExCZ11		Com-Indoor-CFLSDGESeExCZ11

		Exterior/None - Education - Secondary School - 12		Education - Secondary School		12		Exterior/None		Com-Indoor-CFL		Ex		ESe		CZ12		Wtd		PGE		1		1		0		0.02		2330		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEESeExCZ12		Com-Indoor-CFLSCEESeExCZ12		Com-Indoor-CFLSDGESeExCZ12

		Exterior/None - Education - Secondary School - 13		Education - Secondary School		13		Exterior/None		Com-Indoor-CFL		Ex		ESe		CZ13		Wtd		PGE		1		1		0		0.02		2330		SCE		1		1		0		0.02		2330		SDG		1		1		0		0		0						Com-Indoor-CFLPGEESeExCZ13		Com-Indoor-CFLSCEESeExCZ13		Com-Indoor-CFLSDGESeExCZ13

		Exterior/None - Education - Secondary School - 14		Education - Secondary School		14		Exterior/None		Com-Indoor-CFL		Ex		ESe		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2330		SDG		1		1		0		0.02		2330						Com-Indoor-CFLPGEESeExCZ14		Com-Indoor-CFLSCEESeExCZ14		Com-Indoor-CFLSDGESeExCZ14

		Exterior/None - Education - Secondary School - 15		Education - Secondary School		15		Exterior/None		Com-Indoor-CFL		Ex		ESe		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2330		SDG		1		1		0		0.02		2330						Com-Indoor-CFLPGEESeExCZ15		Com-Indoor-CFLSCEESeExCZ15		Com-Indoor-CFLSDGESeExCZ15

		Exterior/None - Education - Secondary School - 16		Education - Secondary School		16		Exterior/None		Com-Indoor-CFL		Ex		ESe		CZ16		Wtd		PGE		1		1		0		0.02		2330		SCE		1		1		0		0.02		2330		SDG		1		1		0		0		0						Com-Indoor-CFLPGEESeExCZ16		Com-Indoor-CFLSCEESeExCZ16		Com-Indoor-CFLSDGESeExCZ16

		Exterior/None - Education - Secondary School - 17		Education - Secondary School		17		Exterior/None		Com-Indoor-CFL		Ex		ESe		IOU		Wtd		PGE		1		1		0		0.0409		2330		SCE		1		1		0		0.237		2330		SDG		1		1		0		0.443		2330						Com-Indoor-CFLPGEESeExIOU		Com-Indoor-CFLSCEESeExIOU		Com-Indoor-CFLSDGESeExIOU

		Exterior/None - Education - University - 01		Education - University		01		Exterior/None		Com-Indoor-CFL		Ex		EUn		CZ01		Wtd		PGE		1		1		0		0.669		2370		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEUnExCZ01		Com-Indoor-CFLSCEEUnExCZ01		Com-Indoor-CFLSDGEUnExCZ01

		Exterior/None - Education - University - 02		Education - University		02		Exterior/None		Com-Indoor-CFL		Ex		EUn		CZ02		Wtd		PGE		1		1		0		0.439		2370		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEUnExCZ02		Com-Indoor-CFLSCEEUnExCZ02		Com-Indoor-CFLSDGEUnExCZ02

		Exterior/None - Education - University - 03		Education - University		03		Exterior/None		Com-Indoor-CFL		Ex		EUn		CZ03		Wtd		PGE		1		1		0		0.439		2370		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEUnExCZ03		Com-Indoor-CFLSCEEUnExCZ03		Com-Indoor-CFLSDGEUnExCZ03

		Exterior/None - Education - University - 04		Education - University		04		Exterior/None		Com-Indoor-CFL		Ex		EUn		CZ04		Wtd		PGE		1		1		0		0.439		2370		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEUnExCZ04		Com-Indoor-CFLSCEEUnExCZ04		Com-Indoor-CFLSDGEUnExCZ04

		Exterior/None - Education - University - 05		Education - University		05		Exterior/None		Com-Indoor-CFL		Ex		EUn		CZ05		Wtd		PGE		1		1		0		0.72		2370		SCE		1		1		0		0.72		2370		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEUnExCZ05		Com-Indoor-CFLSCEEUnExCZ05		Com-Indoor-CFLSDGEUnExCZ05

		Exterior/None - Education - University - 06		Education - University		06		Exterior/None		Com-Indoor-CFL		Ex		EUn		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.439		2370		SDG		1		1		0		0.439		2370						Com-Indoor-CFLPGEEUnExCZ06		Com-Indoor-CFLSCEEUnExCZ06		Com-Indoor-CFLSDGEUnExCZ06

		Exterior/None - Education - University - 07		Education - University		07		Exterior/None		Com-Indoor-CFL		Ex		EUn		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.72		2370						Com-Indoor-CFLPGEEUnExCZ07		Com-Indoor-CFLSCEEUnExCZ07		Com-Indoor-CFLSDGEUnExCZ07

		Exterior/None - Education - University - 08		Education - University		08		Exterior/None		Com-Indoor-CFL		Ex		EUn		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.72		2370		SDG		1		1		0		0.72		2370						Com-Indoor-CFLPGEEUnExCZ08		Com-Indoor-CFLSCEEUnExCZ08		Com-Indoor-CFLSDGEUnExCZ08

		Exterior/None - Education - University - 09		Education - University		09		Exterior/None		Com-Indoor-CFL		Ex		EUn		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.439		2370		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEUnExCZ09		Com-Indoor-CFLSCEEUnExCZ09		Com-Indoor-CFLSDGEUnExCZ09

		Exterior/None - Education - University - 10		Education - University		10		Exterior/None		Com-Indoor-CFL		Ex		EUn		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.439		2370		SDG		1		1		0		0.439		2370						Com-Indoor-CFLPGEEUnExCZ10		Com-Indoor-CFLSCEEUnExCZ10		Com-Indoor-CFLSDGEUnExCZ10

		Exterior/None - Education - University - 11		Education - University		11		Exterior/None		Com-Indoor-CFL		Ex		EUn		CZ11		Wtd		PGE		1		1		0		0.439		2370		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEUnExCZ11		Com-Indoor-CFLSCEEUnExCZ11		Com-Indoor-CFLSDGEUnExCZ11

		Exterior/None - Education - University - 12		Education - University		12		Exterior/None		Com-Indoor-CFL		Ex		EUn		CZ12		Wtd		PGE		1		1		0		0.439		2370		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEUnExCZ12		Com-Indoor-CFLSCEEUnExCZ12		Com-Indoor-CFLSDGEUnExCZ12

		Exterior/None - Education - University - 13		Education - University		13		Exterior/None		Com-Indoor-CFL		Ex		EUn		CZ13		Wtd		PGE		1		1		0		0.034		2370		SCE		1		1		0		0.034		2370		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEUnExCZ13		Com-Indoor-CFLSCEEUnExCZ13		Com-Indoor-CFLSDGEUnExCZ13

		Exterior/None - Education - University - 14		Education - University		14		Exterior/None		Com-Indoor-CFL		Ex		EUn		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.439		2370		SDG		1		1		0		0.439		2370						Com-Indoor-CFLPGEEUnExCZ14		Com-Indoor-CFLSCEEUnExCZ14		Com-Indoor-CFLSDGEUnExCZ14

		Exterior/None - Education - University - 15		Education - University		15		Exterior/None		Com-Indoor-CFL		Ex		EUn		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.439		2370		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEUnExCZ15		Com-Indoor-CFLSCEEUnExCZ15		Com-Indoor-CFLSDGEUnExCZ15

		Exterior/None - Education - University - 16		Education - University		16		Exterior/None		Com-Indoor-CFL		Ex		EUn		CZ16		Wtd		PGE		1		1		0		0.439		2370		SCE		1		1		0		0.439		2370		SDG		1		1		0		0		0						Com-Indoor-CFLPGEEUnExCZ16		Com-Indoor-CFLSCEEUnExCZ16		Com-Indoor-CFLSDGEUnExCZ16

		Exterior/None - Education - University - 17		Education - University		17		Exterior/None		Com-Indoor-CFL		Ex		EUn		IOU		Wtd		PGE		1		1		0		0.41		2370		SCE		1		1		0		0.54		2370		SDG		1		1		0		0.651		2370						Com-Indoor-CFLPGEEUnExIOU		Com-Indoor-CFLSCEEUnExIOU		Com-Indoor-CFLSDGEUnExIOU

		Exterior/None - Food Store - 01		Food Store		01		Exterior/None		Com-Indoor-CFL		Ex		Fst		CZ01		Wtd		PGE		1		1		0		0.5975		3950		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEFstExCZ01		Com-Indoor-CFLSCEFstExCZ01		Com-Indoor-CFLSDGFstExCZ01

		Exterior/None - Food Store - 02		Food Store		02		Exterior/None		Com-Indoor-CFL		Ex		Fst		CZ02		Wtd		PGE		1		1		0		0.5975		3950		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEFstExCZ02		Com-Indoor-CFLSCEFstExCZ02		Com-Indoor-CFLSDGFstExCZ02

		Exterior/None - Food Store - 03		Food Store		03		Exterior/None		Com-Indoor-CFL		Ex		Fst		CZ03		Wtd		PGE		1		1		0		0.5975		3950		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEFstExCZ03		Com-Indoor-CFLSCEFstExCZ03		Com-Indoor-CFLSDGFstExCZ03

		Exterior/None - Food Store - 04		Food Store		04		Exterior/None		Com-Indoor-CFL		Ex		Fst		CZ04		Wtd		PGE		1		1		0		0.5975		3950		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEFstExCZ04		Com-Indoor-CFLSCEFstExCZ04		Com-Indoor-CFLSDGFstExCZ04

		Exterior/None - Food Store - 05		Food Store		05		Exterior/None		Com-Indoor-CFL		Ex		Fst		CZ05		Wtd		PGE		1		1		0		0.5975		3950		SCE		1		1		0		0.5975		3950		SDG		1		1		0		0		0						Com-Indoor-CFLPGEFstExCZ05		Com-Indoor-CFLSCEFstExCZ05		Com-Indoor-CFLSDGFstExCZ05

		Exterior/None - Food Store - 06		Food Store		06		Exterior/None		Com-Indoor-CFL		Ex		Fst		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.5975		3950		SDG		1		1		0		0.5975		3950						Com-Indoor-CFLPGEFstExCZ06		Com-Indoor-CFLSCEFstExCZ06		Com-Indoor-CFLSDGFstExCZ06

		Exterior/None - Food Store - 07		Food Store		07		Exterior/None		Com-Indoor-CFL		Ex		Fst		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.5975		3950						Com-Indoor-CFLPGEFstExCZ07		Com-Indoor-CFLSCEFstExCZ07		Com-Indoor-CFLSDGFstExCZ07

		Exterior/None - Food Store - 08		Food Store		08		Exterior/None		Com-Indoor-CFL		Ex		Fst		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.5975		3950		SDG		1		1		0		0.5975		3950						Com-Indoor-CFLPGEFstExCZ08		Com-Indoor-CFLSCEFstExCZ08		Com-Indoor-CFLSDGFstExCZ08

		Exterior/None - Food Store - 09		Food Store		09		Exterior/None		Com-Indoor-CFL		Ex		Fst		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.5975		3950		SDG		1		1		0		0		0						Com-Indoor-CFLPGEFstExCZ09		Com-Indoor-CFLSCEFstExCZ09		Com-Indoor-CFLSDGFstExCZ09

		Exterior/None - Food Store - 10		Food Store		10		Exterior/None		Com-Indoor-CFL		Ex		Fst		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.5975		3950		SDG		1		1		0		0.5975		3950						Com-Indoor-CFLPGEFstExCZ10		Com-Indoor-CFLSCEFstExCZ10		Com-Indoor-CFLSDGFstExCZ10

		Exterior/None - Food Store - 11		Food Store		11		Exterior/None		Com-Indoor-CFL		Ex		Fst		CZ11		Wtd		PGE		1		1		0		0.5975		3950		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEFstExCZ11		Com-Indoor-CFLSCEFstExCZ11		Com-Indoor-CFLSDGFstExCZ11

		Exterior/None - Food Store - 12		Food Store		12		Exterior/None		Com-Indoor-CFL		Ex		Fst		CZ12		Wtd		PGE		1		1		0		0.5975		3950		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEFstExCZ12		Com-Indoor-CFLSCEFstExCZ12		Com-Indoor-CFLSDGFstExCZ12

		Exterior/None - Food Store - 13		Food Store		13		Exterior/None		Com-Indoor-CFL		Ex		Fst		CZ13		Wtd		PGE		1		1		0		0.5975		3950		SCE		1		1		0		0.5975		3950		SDG		1		1		0		0		0						Com-Indoor-CFLPGEFstExCZ13		Com-Indoor-CFLSCEFstExCZ13		Com-Indoor-CFLSDGFstExCZ13

		Exterior/None - Food Store - 14		Food Store		14		Exterior/None		Com-Indoor-CFL		Ex		Fst		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.5975		3950		SDG		1		1		0		0.5975		3950						Com-Indoor-CFLPGEFstExCZ14		Com-Indoor-CFLSCEFstExCZ14		Com-Indoor-CFLSDGFstExCZ14

		Exterior/None - Food Store - 15		Food Store		15		Exterior/None		Com-Indoor-CFL		Ex		Fst		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.5975		3950		SDG		1		1		0		0.5975		3950						Com-Indoor-CFLPGEFstExCZ15		Com-Indoor-CFLSCEFstExCZ15		Com-Indoor-CFLSDGFstExCZ15

		Exterior/None - Food Store - 16		Food Store		16		Exterior/None		Com-Indoor-CFL		Ex		Fst		CZ16		Wtd		PGE		1		1		0		0.5975		3950		SCE		1		1		0		0.5975		3950		SDG		1		1		0		0		0						Com-Indoor-CFLPGEFstExCZ16		Com-Indoor-CFLSCEFstExCZ16		Com-Indoor-CFLSDGFstExCZ16

		Exterior/None - Food Store - 17		Food Store		17		Exterior/None		Com-Indoor-CFL		Ex		Fst		IOU		Wtd		PGE		1		1		0		0.5975		3950		SCE		1		1		0		0.5975		3950		SDG		1		1		0		0.5975		3950						Com-Indoor-CFLPGEFstExIOU		Com-Indoor-CFLSCEFstExIOU		Com-Indoor-CFLSDGFstExIOU

		Exterior/None - Grocery - 01		Grocery		01		Exterior/None		Com-Indoor-CFL		Ex		Gro		CZ01		Wtd		PGE		1		1		0		0.495		3890		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGroExCZ01		Com-Indoor-CFLSCEGroExCZ01		Com-Indoor-CFLSDGGroExCZ01

		Exterior/None - Grocery - 02		Grocery		02		Exterior/None		Com-Indoor-CFL		Ex		Gro		CZ02		Wtd		PGE		1		1		0		0.495		3890		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGroExCZ02		Com-Indoor-CFLSCEGroExCZ02		Com-Indoor-CFLSDGGroExCZ02

		Exterior/None - Grocery - 03		Grocery		03		Exterior/None		Com-Indoor-CFL		Ex		Gro		CZ03		Wtd		PGE		1		1		0		0.495		3890		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGroExCZ03		Com-Indoor-CFLSCEGroExCZ03		Com-Indoor-CFLSDGGroExCZ03

		Exterior/None - Grocery - 04		Grocery		04		Exterior/None		Com-Indoor-CFL		Ex		Gro		CZ04		Wtd		PGE		1		1		0		0.495		3890		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGroExCZ04		Com-Indoor-CFLSCEGroExCZ04		Com-Indoor-CFLSDGGroExCZ04

		Exterior/None - Grocery - 05		Grocery		05		Exterior/None		Com-Indoor-CFL		Ex		Gro		CZ05		Wtd		PGE		1		1		0		0.495		3890		SCE		1		1		0		0.495		3890		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGroExCZ05		Com-Indoor-CFLSCEGroExCZ05		Com-Indoor-CFLSDGGroExCZ05

		Exterior/None - Grocery - 06		Grocery		06		Exterior/None		Com-Indoor-CFL		Ex		Gro		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.495		3890		SDG		1		1		0		0.495		3890						Com-Indoor-CFLPGEGroExCZ06		Com-Indoor-CFLSCEGroExCZ06		Com-Indoor-CFLSDGGroExCZ06

		Exterior/None - Grocery - 07		Grocery		07		Exterior/None		Com-Indoor-CFL		Ex		Gro		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.495		3890						Com-Indoor-CFLPGEGroExCZ07		Com-Indoor-CFLSCEGroExCZ07		Com-Indoor-CFLSDGGroExCZ07

		Exterior/None - Grocery - 08		Grocery		08		Exterior/None		Com-Indoor-CFL		Ex		Gro		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.495		3890		SDG		1		1		0		0.495		3890						Com-Indoor-CFLPGEGroExCZ08		Com-Indoor-CFLSCEGroExCZ08		Com-Indoor-CFLSDGGroExCZ08

		Exterior/None - Grocery - 09		Grocery		09		Exterior/None		Com-Indoor-CFL		Ex		Gro		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.495		3890		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGroExCZ09		Com-Indoor-CFLSCEGroExCZ09		Com-Indoor-CFLSDGGroExCZ09

		Exterior/None - Grocery - 10		Grocery		10		Exterior/None		Com-Indoor-CFL		Ex		Gro		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.495		3890		SDG		1		1		0		0.495		3890						Com-Indoor-CFLPGEGroExCZ10		Com-Indoor-CFLSCEGroExCZ10		Com-Indoor-CFLSDGGroExCZ10

		Exterior/None - Grocery - 11		Grocery		11		Exterior/None		Com-Indoor-CFL		Ex		Gro		CZ11		Wtd		PGE		1		1		0		0.495		3890		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGroExCZ11		Com-Indoor-CFLSCEGroExCZ11		Com-Indoor-CFLSDGGroExCZ11

		Exterior/None - Grocery - 12		Grocery		12		Exterior/None		Com-Indoor-CFL		Ex		Gro		CZ12		Wtd		PGE		1		1		0		0.495		3890		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGroExCZ12		Com-Indoor-CFLSCEGroExCZ12		Com-Indoor-CFLSDGGroExCZ12

		Exterior/None - Grocery - 13		Grocery		13		Exterior/None		Com-Indoor-CFL		Ex		Gro		CZ13		Wtd		PGE		1		1		0		0.495		3890		SCE		1		1		0		0.495		3890		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGroExCZ13		Com-Indoor-CFLSCEGroExCZ13		Com-Indoor-CFLSDGGroExCZ13

		Exterior/None - Grocery - 14		Grocery		14		Exterior/None		Com-Indoor-CFL		Ex		Gro		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.495		3890		SDG		1		1		0		0.495		3890						Com-Indoor-CFLPGEGroExCZ14		Com-Indoor-CFLSCEGroExCZ14		Com-Indoor-CFLSDGGroExCZ14

		Exterior/None - Grocery - 15		Grocery		15		Exterior/None		Com-Indoor-CFL		Ex		Gro		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.495		3890		SDG		1		1		0		0.495		3890						Com-Indoor-CFLPGEGroExCZ15		Com-Indoor-CFLSCEGroExCZ15		Com-Indoor-CFLSDGGroExCZ15

		Exterior/None - Grocery - 16		Grocery		16		Exterior/None		Com-Indoor-CFL		Ex		Gro		CZ16		Wtd		PGE		1		1		0		0.495		3890		SCE		1		1		0		0.495		3890		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGroExCZ16		Com-Indoor-CFLSCEGroExCZ16		Com-Indoor-CFLSDGGroExCZ16

		Exterior/None - Grocery - 17		Grocery		17		Exterior/None		Com-Indoor-CFL		Ex		Gro		IOU		Wtd		PGE		1		1		0		0.495		3890		SCE		1		1		0		0.495		3890		SDG		1		1		0		0.495		3890						Com-Indoor-CFLPGEGroExIOU		Com-Indoor-CFLSCEGroExIOU		Com-Indoor-CFLSDGGroExIOU

		Exterior/None - Health/Medical - Clinic - 01		Health/Medical - Clinic		01		Exterior/None		Com-Indoor-CFL		Ex		Cli		CZ01		Wtd		PGE		1		1		0		0.6215		3275		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGECliExCZ01		Com-Indoor-CFLSCECliExCZ01		Com-Indoor-CFLSDGCliExCZ01

		Exterior/None - Health/Medical - Clinic - 02		Health/Medical - Clinic		02		Exterior/None		Com-Indoor-CFL		Ex		Cli		CZ02		Wtd		PGE		1		1		0		0.6215		3275		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGECliExCZ02		Com-Indoor-CFLSCECliExCZ02		Com-Indoor-CFLSDGCliExCZ02

		Exterior/None - Health/Medical - Clinic - 03		Health/Medical - Clinic		03		Exterior/None		Com-Indoor-CFL		Ex		Cli		CZ03		Wtd		PGE		1		1		0		0.6215		3275		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGECliExCZ03		Com-Indoor-CFLSCECliExCZ03		Com-Indoor-CFLSDGCliExCZ03

		Exterior/None - Health/Medical - Clinic - 04		Health/Medical - Clinic		04		Exterior/None		Com-Indoor-CFL		Ex		Cli		CZ04		Wtd		PGE		1		1		0		0.6215		3275		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGECliExCZ04		Com-Indoor-CFLSCECliExCZ04		Com-Indoor-CFLSDGCliExCZ04

		Exterior/None - Health/Medical - Clinic - 05		Health/Medical - Clinic		05		Exterior/None		Com-Indoor-CFL		Ex		Cli		CZ05		Wtd		PGE		1		1		0		0.6215		3275		SCE		1		1		0		0.6215		3275		SDG		1		1		0		0		0						Com-Indoor-CFLPGECliExCZ05		Com-Indoor-CFLSCECliExCZ05		Com-Indoor-CFLSDGCliExCZ05

		Exterior/None - Health/Medical - Clinic - 06		Health/Medical - Clinic		06		Exterior/None		Com-Indoor-CFL		Ex		Cli		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.6215		3275		SDG		1		1		0		0.6215		3275						Com-Indoor-CFLPGECliExCZ06		Com-Indoor-CFLSCECliExCZ06		Com-Indoor-CFLSDGCliExCZ06

		Exterior/None - Health/Medical - Clinic - 07		Health/Medical - Clinic		07		Exterior/None		Com-Indoor-CFL		Ex		Cli		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.6215		3275						Com-Indoor-CFLPGECliExCZ07		Com-Indoor-CFLSCECliExCZ07		Com-Indoor-CFLSDGCliExCZ07

		Exterior/None - Health/Medical - Clinic - 08		Health/Medical - Clinic		08		Exterior/None		Com-Indoor-CFL		Ex		Cli		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.6215		3275		SDG		1		1		0		0.6215		3275						Com-Indoor-CFLPGECliExCZ08		Com-Indoor-CFLSCECliExCZ08		Com-Indoor-CFLSDGCliExCZ08

		Exterior/None - Health/Medical - Clinic - 09		Health/Medical - Clinic		09		Exterior/None		Com-Indoor-CFL		Ex		Cli		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.6215		3275		SDG		1		1		0		0		0						Com-Indoor-CFLPGECliExCZ09		Com-Indoor-CFLSCECliExCZ09		Com-Indoor-CFLSDGCliExCZ09

		Exterior/None - Health/Medical - Clinic - 10		Health/Medical - Clinic		10		Exterior/None		Com-Indoor-CFL		Ex		Cli		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.6215		3275		SDG		1		1		0		0.6215		3275						Com-Indoor-CFLPGECliExCZ10		Com-Indoor-CFLSCECliExCZ10		Com-Indoor-CFLSDGCliExCZ10

		Exterior/None - Health/Medical - Clinic - 11		Health/Medical - Clinic		11		Exterior/None		Com-Indoor-CFL		Ex		Cli		CZ11		Wtd		PGE		1		1		0		0.6215		3275		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGECliExCZ11		Com-Indoor-CFLSCECliExCZ11		Com-Indoor-CFLSDGCliExCZ11

		Exterior/None - Health/Medical - Clinic - 12		Health/Medical - Clinic		12		Exterior/None		Com-Indoor-CFL		Ex		Cli		CZ12		Wtd		PGE		1		1		0		0.6215		3275		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGECliExCZ12		Com-Indoor-CFLSCECliExCZ12		Com-Indoor-CFLSDGCliExCZ12

		Exterior/None - Health/Medical - Clinic - 13		Health/Medical - Clinic		13		Exterior/None		Com-Indoor-CFL		Ex		Cli		CZ13		Wtd		PGE		1		1		0		0.6215		3275		SCE		1		1		0		0.6215		3275		SDG		1		1		0		0		0						Com-Indoor-CFLPGECliExCZ13		Com-Indoor-CFLSCECliExCZ13		Com-Indoor-CFLSDGCliExCZ13

		Exterior/None - Health/Medical - Clinic - 14		Health/Medical - Clinic		14		Exterior/None		Com-Indoor-CFL		Ex		Cli		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.6215		3275		SDG		1		1		0		0.6215		3275						Com-Indoor-CFLPGECliExCZ14		Com-Indoor-CFLSCECliExCZ14		Com-Indoor-CFLSDGCliExCZ14

		Exterior/None - Health/Medical - Clinic - 15		Health/Medical - Clinic		15		Exterior/None		Com-Indoor-CFL		Ex		Cli		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.6215		3275		SDG		1		1		0		0.339		1490						Com-Indoor-CFLPGECliExCZ15		Com-Indoor-CFLSCECliExCZ15		Com-Indoor-CFLSDGCliExCZ15

		Exterior/None - Health/Medical - Clinic - 16		Health/Medical - Clinic		16		Exterior/None		Com-Indoor-CFL		Ex		Cli		CZ16		Wtd		PGE		1		1		0		0.6215		3275		SCE		1		1		0		0.6215		3275		SDG		1		1		0		0		0						Com-Indoor-CFLPGECliExCZ16		Com-Indoor-CFLSCECliExCZ16		Com-Indoor-CFLSDGCliExCZ16

		Exterior/None - Health/Medical - Clinic - 17		Health/Medical - Clinic		17		Exterior/None		Com-Indoor-CFL		Ex		Cli		IOU		Wtd		PGE		1		1		0		0.6215		3275		SCE		1		1		0		0.6215		3275		SDG		1		1		0		0.6215		3275						Com-Indoor-CFLPGECliExIOU		Com-Indoor-CFLSCECliExIOU		Com-Indoor-CFLSDGCliExIOU

		Exterior/None - Health/Medical - Hospital - 01		Health/Medical - Hospital		01		Exterior/None		Com-Indoor-CFL		Ex		Hsp		CZ01		Wtd		PGE		1		1		0		0.717		4200		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHspExCZ01		Com-Indoor-CFLSCEHspExCZ01		Com-Indoor-CFLSDGHspExCZ01

		Exterior/None - Health/Medical - Hospital - 02		Health/Medical - Hospital		02		Exterior/None		Com-Indoor-CFL		Ex		Hsp		CZ02		Wtd		PGE		1		1		0		0.717		4200		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHspExCZ02		Com-Indoor-CFLSCEHspExCZ02		Com-Indoor-CFLSDGHspExCZ02

		Exterior/None - Health/Medical - Hospital - 03		Health/Medical - Hospital		03		Exterior/None		Com-Indoor-CFL		Ex		Hsp		CZ03		Wtd		PGE		1		1		0		0.717		4200		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHspExCZ03		Com-Indoor-CFLSCEHspExCZ03		Com-Indoor-CFLSDGHspExCZ03

		Exterior/None - Health/Medical - Hospital - 04		Health/Medical - Hospital		04		Exterior/None		Com-Indoor-CFL		Ex		Hsp		CZ04		Wtd		PGE		1		1		0		0.717		4200		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHspExCZ04		Com-Indoor-CFLSCEHspExCZ04		Com-Indoor-CFLSDGHspExCZ04

		Exterior/None - Health/Medical - Hospital - 05		Health/Medical - Hospital		05		Exterior/None		Com-Indoor-CFL		Ex		Hsp		CZ05		Wtd		PGE		1		1		0		0.717		4200		SCE		1		1		0		0.717		4200		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHspExCZ05		Com-Indoor-CFLSCEHspExCZ05		Com-Indoor-CFLSDGHspExCZ05

		Exterior/None - Health/Medical - Hospital - 06		Health/Medical - Hospital		06		Exterior/None		Com-Indoor-CFL		Ex		Hsp		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.717		4200		SDG		1		1		0		0.717		4200						Com-Indoor-CFLPGEHspExCZ06		Com-Indoor-CFLSCEHspExCZ06		Com-Indoor-CFLSDGHspExCZ06

		Exterior/None - Health/Medical - Hospital - 07		Health/Medical - Hospital		07		Exterior/None		Com-Indoor-CFL		Ex		Hsp		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.717		4200						Com-Indoor-CFLPGEHspExCZ07		Com-Indoor-CFLSCEHspExCZ07		Com-Indoor-CFLSDGHspExCZ07

		Exterior/None - Health/Medical - Hospital - 08		Health/Medical - Hospital		08		Exterior/None		Com-Indoor-CFL		Ex		Hsp		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.717		4200		SDG		1		1		0		0.717		4200						Com-Indoor-CFLPGEHspExCZ08		Com-Indoor-CFLSCEHspExCZ08		Com-Indoor-CFLSDGHspExCZ08

		Exterior/None - Health/Medical - Hospital - 09		Health/Medical - Hospital		09		Exterior/None		Com-Indoor-CFL		Ex		Hsp		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.717		4200		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHspExCZ09		Com-Indoor-CFLSCEHspExCZ09		Com-Indoor-CFLSDGHspExCZ09

		Exterior/None - Health/Medical - Hospital - 10		Health/Medical - Hospital		10		Exterior/None		Com-Indoor-CFL		Ex		Hsp		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.717		4200		SDG		1		1		0		0.717		4200						Com-Indoor-CFLPGEHspExCZ10		Com-Indoor-CFLSCEHspExCZ10		Com-Indoor-CFLSDGHspExCZ10

		Exterior/None - Health/Medical - Hospital - 11		Health/Medical - Hospital		11		Exterior/None		Com-Indoor-CFL		Ex		Hsp		CZ11		Wtd		PGE		1		1		0		0.717		4200		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHspExCZ11		Com-Indoor-CFLSCEHspExCZ11		Com-Indoor-CFLSDGHspExCZ11

		Exterior/None - Health/Medical - Hospital - 12		Health/Medical - Hospital		12		Exterior/None		Com-Indoor-CFL		Ex		Hsp		CZ12		Wtd		PGE		1		1		0		0.717		4200		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHspExCZ12		Com-Indoor-CFLSCEHspExCZ12		Com-Indoor-CFLSDGHspExCZ12

		Exterior/None - Health/Medical - Hospital - 13		Health/Medical - Hospital		13		Exterior/None		Com-Indoor-CFL		Ex		Hsp		CZ13		Wtd		PGE		1		1		0		0.717		4200		SCE		1		1		0		0.717		4200		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHspExCZ13		Com-Indoor-CFLSCEHspExCZ13		Com-Indoor-CFLSDGHspExCZ13

		Exterior/None - Health/Medical - Hospital - 14		Health/Medical - Hospital		14		Exterior/None		Com-Indoor-CFL		Ex		Hsp		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.717		4200		SDG		1		1		0		0.717		4200						Com-Indoor-CFLPGEHspExCZ14		Com-Indoor-CFLSCEHspExCZ14		Com-Indoor-CFLSDGHspExCZ14

		Exterior/None - Health/Medical - Hospital - 15		Health/Medical - Hospital		15		Exterior/None		Com-Indoor-CFL		Ex		Hsp		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.717		4200		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHspExCZ15		Com-Indoor-CFLSCEHspExCZ15		Com-Indoor-CFLSDGHspExCZ15

		Exterior/None - Health/Medical - Hospital - 16		Health/Medical - Hospital		16		Exterior/None		Com-Indoor-CFL		Ex		Hsp		CZ16		Wtd		PGE		1		1		0		0.717		4200		SCE		1		1		0		0.717		4200		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHspExCZ16		Com-Indoor-CFLSCEHspExCZ16		Com-Indoor-CFLSDGHspExCZ16

		Exterior/None - Health/Medical - Hospital - 17		Health/Medical - Hospital		17		Exterior/None		Com-Indoor-CFL		Ex		Hsp		IOU		Wtd		PGE		1		1		0		0.717		4200		SCE		1		1		0		0.717		4200		SDG		1		1		0		0.717		4200						Com-Indoor-CFLPGEHspExIOU		Com-Indoor-CFLSCEHspExIOU		Com-Indoor-CFLSDGHspExIOU

		Exterior/None - Health/Medical - Nursing Home - 01		Health/Medical - Nursing Home		01		Exterior/None		Com-Indoor-CFL		Ex		Nrs		CZ01		Wtd		PGE		1		1		0		0.565		3570		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGENrsExCZ01		Com-Indoor-CFLSCENrsExCZ01		Com-Indoor-CFLSDGNrsExCZ01

		Exterior/None - Health/Medical - Nursing Home - 02		Health/Medical - Nursing Home		02		Exterior/None		Com-Indoor-CFL		Ex		Nrs		CZ02		Wtd		PGE		1		1		0		0.565		3570		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGENrsExCZ02		Com-Indoor-CFLSCENrsExCZ02		Com-Indoor-CFLSDGNrsExCZ02

		Exterior/None - Health/Medical - Nursing Home - 03		Health/Medical - Nursing Home		03		Exterior/None		Com-Indoor-CFL		Ex		Nrs		CZ03		Wtd		PGE		1		1		0		0.565		3570		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGENrsExCZ03		Com-Indoor-CFLSCENrsExCZ03		Com-Indoor-CFLSDGNrsExCZ03

		Exterior/None - Health/Medical - Nursing Home - 04		Health/Medical - Nursing Home		04		Exterior/None		Com-Indoor-CFL		Ex		Nrs		CZ04		Wtd		PGE		1		1		0		0.565		3570		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGENrsExCZ04		Com-Indoor-CFLSCENrsExCZ04		Com-Indoor-CFLSDGNrsExCZ04

		Exterior/None - Health/Medical - Nursing Home - 05		Health/Medical - Nursing Home		05		Exterior/None		Com-Indoor-CFL		Ex		Nrs		CZ05		Wtd		PGE		1		1		0		0.565		3570		SCE		1		1		0		0.565		3570		SDG		1		1		0		0		0						Com-Indoor-CFLPGENrsExCZ05		Com-Indoor-CFLSCENrsExCZ05		Com-Indoor-CFLSDGNrsExCZ05

		Exterior/None - Health/Medical - Nursing Home - 06		Health/Medical - Nursing Home		06		Exterior/None		Com-Indoor-CFL		Ex		Nrs		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.565		3570		SDG		1		1		0		0.565		3570						Com-Indoor-CFLPGENrsExCZ06		Com-Indoor-CFLSCENrsExCZ06		Com-Indoor-CFLSDGNrsExCZ06

		Exterior/None - Health/Medical - Nursing Home - 07		Health/Medical - Nursing Home		07		Exterior/None		Com-Indoor-CFL		Ex		Nrs		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.565		3570						Com-Indoor-CFLPGENrsExCZ07		Com-Indoor-CFLSCENrsExCZ07		Com-Indoor-CFLSDGNrsExCZ07

		Exterior/None - Health/Medical - Nursing Home - 08		Health/Medical - Nursing Home		08		Exterior/None		Com-Indoor-CFL		Ex		Nrs		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.565		3570		SDG		1		1		0		0.565		3570						Com-Indoor-CFLPGENrsExCZ08		Com-Indoor-CFLSCENrsExCZ08		Com-Indoor-CFLSDGNrsExCZ08

		Exterior/None - Health/Medical - Nursing Home - 09		Health/Medical - Nursing Home		09		Exterior/None		Com-Indoor-CFL		Ex		Nrs		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.565		3570		SDG		1		1		0		0		0						Com-Indoor-CFLPGENrsExCZ09		Com-Indoor-CFLSCENrsExCZ09		Com-Indoor-CFLSDGNrsExCZ09

		Exterior/None - Health/Medical - Nursing Home - 10		Health/Medical - Nursing Home		10		Exterior/None		Com-Indoor-CFL		Ex		Nrs		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.565		3570		SDG		1		1		0		0.565		3570						Com-Indoor-CFLPGENrsExCZ10		Com-Indoor-CFLSCENrsExCZ10		Com-Indoor-CFLSDGNrsExCZ10

		Exterior/None - Health/Medical - Nursing Home - 11		Health/Medical - Nursing Home		11		Exterior/None		Com-Indoor-CFL		Ex		Nrs		CZ11		Wtd		PGE		1		1		0		0.565		3570		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGENrsExCZ11		Com-Indoor-CFLSCENrsExCZ11		Com-Indoor-CFLSDGNrsExCZ11

		Exterior/None - Health/Medical - Nursing Home - 12		Health/Medical - Nursing Home		12		Exterior/None		Com-Indoor-CFL		Ex		Nrs		CZ12		Wtd		PGE		1		1		0		0.565		3570		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGENrsExCZ12		Com-Indoor-CFLSCENrsExCZ12		Com-Indoor-CFLSDGNrsExCZ12

		Exterior/None - Health/Medical - Nursing Home - 13		Health/Medical - Nursing Home		13		Exterior/None		Com-Indoor-CFL		Ex		Nrs		CZ13		Wtd		PGE		1		1		0		0.565		3570		SCE		1		1		0		0.565		3570		SDG		1		1		0		0		0						Com-Indoor-CFLPGENrsExCZ13		Com-Indoor-CFLSCENrsExCZ13		Com-Indoor-CFLSDGNrsExCZ13

		Exterior/None - Health/Medical - Nursing Home - 14		Health/Medical - Nursing Home		14		Exterior/None		Com-Indoor-CFL		Ex		Nrs		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.565		3570		SDG		1		1		0		0.565		3570						Com-Indoor-CFLPGENrsExCZ14		Com-Indoor-CFLSCENrsExCZ14		Com-Indoor-CFLSDGNrsExCZ14

		Exterior/None - Health/Medical - Nursing Home - 15		Health/Medical - Nursing Home		15		Exterior/None		Com-Indoor-CFL		Ex		Nrs		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.565		3570		SDG		1		1		0		0		0						Com-Indoor-CFLPGENrsExCZ15		Com-Indoor-CFLSCENrsExCZ15		Com-Indoor-CFLSDGNrsExCZ15

		Exterior/None - Health/Medical - Nursing Home - 16		Health/Medical - Nursing Home		16		Exterior/None		Com-Indoor-CFL		Ex		Nrs		CZ16		Wtd		PGE		1		1		0		0.565		3570		SCE		1		1		0		0.565		3570		SDG		1		1		0		0		0						Com-Indoor-CFLPGENrsExCZ16		Com-Indoor-CFLSCENrsExCZ16		Com-Indoor-CFLSDGNrsExCZ16

		Exterior/None - Health/Medical - Nursing Home - 17		Health/Medical - Nursing Home		17		Exterior/None		Com-Indoor-CFL		Ex		Nrs		IOU		Wtd		PGE		1		1		0		0.565		3570		SCE		1		1		0		0.565		3570		SDG		1		1		0		0.565		3570						Com-Indoor-CFLPGENrsExIOU		Com-Indoor-CFLSCENrsExIOU		Com-Indoor-CFLSDGNrsExIOU

		Exterior/None - Industrial - 01		Industrial		01		Exterior/None		Com-Indoor-CFL		Ex		Ind		CZ01		Wtd		PGE		1		1		0		0.7785		2835		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEIndExCZ01		Com-Indoor-CFLSCEIndExCZ01		Com-Indoor-CFLSDGIndExCZ01

		Exterior/None - Industrial - 02		Industrial		02		Exterior/None		Com-Indoor-CFL		Ex		Ind		CZ02		Wtd		PGE		1		1		0		0.7785		2835		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEIndExCZ02		Com-Indoor-CFLSCEIndExCZ02		Com-Indoor-CFLSDGIndExCZ02

		Exterior/None - Industrial - 03		Industrial		03		Exterior/None		Com-Indoor-CFL		Ex		Ind		CZ03		Wtd		PGE		1		1		0		0.7785		2835		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEIndExCZ03		Com-Indoor-CFLSCEIndExCZ03		Com-Indoor-CFLSDGIndExCZ03

		Exterior/None - Industrial - 04		Industrial		04		Exterior/None		Com-Indoor-CFL		Ex		Ind		CZ04		Wtd		PGE		1		1		0		0.7785		2835		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEIndExCZ04		Com-Indoor-CFLSCEIndExCZ04		Com-Indoor-CFLSDGIndExCZ04

		Exterior/None - Industrial - 05		Industrial		05		Exterior/None		Com-Indoor-CFL		Ex		Ind		CZ05		Wtd		PGE		1		1		0		0.7785		2835		SCE		1		1		0		0.7785		2835		SDG		1		1		0		0		0						Com-Indoor-CFLPGEIndExCZ05		Com-Indoor-CFLSCEIndExCZ05		Com-Indoor-CFLSDGIndExCZ05

		Exterior/None - Industrial - 06		Industrial		06		Exterior/None		Com-Indoor-CFL		Ex		Ind		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7785		2835		SDG		1		1		0		0.7785		2835						Com-Indoor-CFLPGEIndExCZ06		Com-Indoor-CFLSCEIndExCZ06		Com-Indoor-CFLSDGIndExCZ06

		Exterior/None - Industrial - 07		Industrial		07		Exterior/None		Com-Indoor-CFL		Ex		Ind		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.7785		2835						Com-Indoor-CFLPGEIndExCZ07		Com-Indoor-CFLSCEIndExCZ07		Com-Indoor-CFLSDGIndExCZ07

		Exterior/None - Industrial - 08		Industrial		08		Exterior/None		Com-Indoor-CFL		Ex		Ind		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7785		2835		SDG		1		1		0		0.7785		2835						Com-Indoor-CFLPGEIndExCZ08		Com-Indoor-CFLSCEIndExCZ08		Com-Indoor-CFLSDGIndExCZ08

		Exterior/None - Industrial - 09		Industrial		09		Exterior/None		Com-Indoor-CFL		Ex		Ind		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7785		2835		SDG		1		1		0		0		0						Com-Indoor-CFLPGEIndExCZ09		Com-Indoor-CFLSCEIndExCZ09		Com-Indoor-CFLSDGIndExCZ09

		Exterior/None - Industrial - 10		Industrial		10		Exterior/None		Com-Indoor-CFL		Ex		Ind		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7785		2835		SDG		1		1		0		0.7785		2835						Com-Indoor-CFLPGEIndExCZ10		Com-Indoor-CFLSCEIndExCZ10		Com-Indoor-CFLSDGIndExCZ10

		Exterior/None - Industrial - 11		Industrial		11		Exterior/None		Com-Indoor-CFL		Ex		Ind		CZ11		Wtd		PGE		1		1		0		0.7785		2835		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEIndExCZ11		Com-Indoor-CFLSCEIndExCZ11		Com-Indoor-CFLSDGIndExCZ11

		Exterior/None - Industrial - 12		Industrial		12		Exterior/None		Com-Indoor-CFL		Ex		Ind		CZ12		Wtd		PGE		1		1		0		0.7785		2835		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEIndExCZ12		Com-Indoor-CFLSCEIndExCZ12		Com-Indoor-CFLSDGIndExCZ12

		Exterior/None - Industrial - 13		Industrial		13		Exterior/None		Com-Indoor-CFL		Ex		Ind		CZ13		Wtd		PGE		1		1		0		0.7785		2835		SCE		1		1		0		0.7785		2835		SDG		1		1		0		0		0						Com-Indoor-CFLPGEIndExCZ13		Com-Indoor-CFLSCEIndExCZ13		Com-Indoor-CFLSDGIndExCZ13

		Exterior/None - Industrial - 14		Industrial		14		Exterior/None		Com-Indoor-CFL		Ex		Ind		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7785		2835		SDG		1		1		0		0.7785		2835						Com-Indoor-CFLPGEIndExCZ14		Com-Indoor-CFLSCEIndExCZ14		Com-Indoor-CFLSDGIndExCZ14

		Exterior/None - Industrial - 15		Industrial		15		Exterior/None		Com-Indoor-CFL		Ex		Ind		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7785		2835		SDG		1		1		0		0.7785		2835						Com-Indoor-CFLPGEIndExCZ15		Com-Indoor-CFLSCEIndExCZ15		Com-Indoor-CFLSDGIndExCZ15

		Exterior/None - Industrial - 16		Industrial		16		Exterior/None		Com-Indoor-CFL		Ex		Ind		CZ16		Wtd		PGE		1		1		0		0.7785		2835		SCE		1		1		0		0.7785		2835		SDG		1		1		0		0		0						Com-Indoor-CFLPGEIndExCZ16		Com-Indoor-CFLSCEIndExCZ16		Com-Indoor-CFLSDGIndExCZ16

		Exterior/None - Industrial - 17		Industrial		17		Exterior/None		Com-Indoor-CFL		Ex		Ind		IOU		Wtd		PGE		1		1		0		0.7785		2835		SCE		1		1		0		0.7785		2835		SDG		1		1		0		0.7785		2835						Com-Indoor-CFLPGEIndExIOU		Com-Indoor-CFLSCEIndExIOU		Com-Indoor-CFLSDGIndExIOU

		Exterior/None - Lodging - Guest Rooms - 01		Lodging - Guest Rooms		01		Exterior/None		Com-Indoor-CFL		Ex		GsR		CZ01		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGsRExCZ01		Com-Indoor-CFLSCEGsRExCZ01		Com-Indoor-CFLSDGGsRExCZ01

		Exterior/None - Lodging - Guest Rooms - 02		Lodging - Guest Rooms		02		Exterior/None		Com-Indoor-CFL		Ex		GsR		CZ02		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGsRExCZ02		Com-Indoor-CFLSCEGsRExCZ02		Com-Indoor-CFLSDGGsRExCZ02

		Exterior/None - Lodging - Guest Rooms - 03		Lodging - Guest Rooms		03		Exterior/None		Com-Indoor-CFL		Ex		GsR		CZ03		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGsRExCZ03		Com-Indoor-CFLSCEGsRExCZ03		Com-Indoor-CFLSDGGsRExCZ03

		Exterior/None - Lodging - Guest Rooms - 04		Lodging - Guest Rooms		04		Exterior/None		Com-Indoor-CFL		Ex		GsR		CZ04		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGsRExCZ04		Com-Indoor-CFLSCEGsRExCZ04		Com-Indoor-CFLSDGGsRExCZ04

		Exterior/None - Lodging - Guest Rooms - 05		Lodging - Guest Rooms		05		Exterior/None		Com-Indoor-CFL		Ex		GsR		CZ05		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0.151		1370		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGsRExCZ05		Com-Indoor-CFLSCEGsRExCZ05		Com-Indoor-CFLSDGGsRExCZ05

		Exterior/None - Lodging - Guest Rooms - 06		Lodging - Guest Rooms		06		Exterior/None		Com-Indoor-CFL		Ex		GsR		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.151		1370		SDG		1		1		0		0.151		1370						Com-Indoor-CFLPGEGsRExCZ06		Com-Indoor-CFLSCEGsRExCZ06		Com-Indoor-CFLSDGGsRExCZ06

		Exterior/None - Lodging - Guest Rooms - 07		Lodging - Guest Rooms		07		Exterior/None		Com-Indoor-CFL		Ex		GsR		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.151		1370						Com-Indoor-CFLPGEGsRExCZ07		Com-Indoor-CFLSCEGsRExCZ07		Com-Indoor-CFLSDGGsRExCZ07

		Exterior/None - Lodging - Guest Rooms - 08		Lodging - Guest Rooms		08		Exterior/None		Com-Indoor-CFL		Ex		GsR		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.151		1370		SDG		1		1		0		0.151		1370						Com-Indoor-CFLPGEGsRExCZ08		Com-Indoor-CFLSCEGsRExCZ08		Com-Indoor-CFLSDGGsRExCZ08

		Exterior/None - Lodging - Guest Rooms - 09		Lodging - Guest Rooms		09		Exterior/None		Com-Indoor-CFL		Ex		GsR		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.151		1370		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGsRExCZ09		Com-Indoor-CFLSCEGsRExCZ09		Com-Indoor-CFLSDGGsRExCZ09

		Exterior/None - Lodging - Guest Rooms - 10		Lodging - Guest Rooms		10		Exterior/None		Com-Indoor-CFL		Ex		GsR		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.151		1370		SDG		1		1		0		0.151		1370						Com-Indoor-CFLPGEGsRExCZ10		Com-Indoor-CFLSCEGsRExCZ10		Com-Indoor-CFLSDGGsRExCZ10

		Exterior/None - Lodging - Guest Rooms - 11		Lodging - Guest Rooms		11		Exterior/None		Com-Indoor-CFL		Ex		GsR		CZ11		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGsRExCZ11		Com-Indoor-CFLSCEGsRExCZ11		Com-Indoor-CFLSDGGsRExCZ11

		Exterior/None - Lodging - Guest Rooms - 12		Lodging - Guest Rooms		12		Exterior/None		Com-Indoor-CFL		Ex		GsR		CZ12		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGsRExCZ12		Com-Indoor-CFLSCEGsRExCZ12		Com-Indoor-CFLSDGGsRExCZ12

		Exterior/None - Lodging - Guest Rooms - 13		Lodging - Guest Rooms		13		Exterior/None		Com-Indoor-CFL		Ex		GsR		CZ13		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0.151		1370		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGsRExCZ13		Com-Indoor-CFLSCEGsRExCZ13		Com-Indoor-CFLSDGGsRExCZ13

		Exterior/None - Lodging - Guest Rooms - 14		Lodging - Guest Rooms		14		Exterior/None		Com-Indoor-CFL		Ex		GsR		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.151		1370		SDG		1		1		0		0.151		1370						Com-Indoor-CFLPGEGsRExCZ14		Com-Indoor-CFLSCEGsRExCZ14		Com-Indoor-CFLSDGGsRExCZ14

		Exterior/None - Lodging - Guest Rooms - 15		Lodging - Guest Rooms		15		Exterior/None		Com-Indoor-CFL		Ex		GsR		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.151		1370		SDG		1		1		0		0.151		1370						Com-Indoor-CFLPGEGsRExCZ15		Com-Indoor-CFLSCEGsRExCZ15		Com-Indoor-CFLSDGGsRExCZ15

		Exterior/None - Lodging - Guest Rooms - 16		Lodging - Guest Rooms		16		Exterior/None		Com-Indoor-CFL		Ex		GsR		CZ16		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0.151		1370		SDG		1		1		0		0		0						Com-Indoor-CFLPGEGsRExCZ16		Com-Indoor-CFLSCEGsRExCZ16		Com-Indoor-CFLSDGGsRExCZ16

		Exterior/None - Lodging - Guest Rooms - 17		Lodging - Guest Rooms		17		Exterior/None		Com-Indoor-CFL		Ex		GsR		IOU		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0.151		1370		SDG		1		1		0		0.151		1370						Com-Indoor-CFLPGEGsRExIOU		Com-Indoor-CFLSCEGsRExIOU		Com-Indoor-CFLSDGGsRExIOU

		Exterior/None - Lodging - Hotel - 01		Lodging - Hotel		01		Exterior/None		Com-Indoor-CFL		Ex		Htl		CZ01		Wtd		PGE		1		1		0		0.2		1670		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHtlExCZ01		Com-Indoor-CFLSCEHtlExCZ01		Com-Indoor-CFLSDGHtlExCZ01

		Exterior/None - Lodging - Hotel - 02		Lodging - Hotel		02		Exterior/None		Com-Indoor-CFL		Ex		Htl		CZ02		Wtd		PGE		1		1		0		0.2		1670		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHtlExCZ02		Com-Indoor-CFLSCEHtlExCZ02		Com-Indoor-CFLSDGHtlExCZ02

		Exterior/None - Lodging - Hotel - 03		Lodging - Hotel		03		Exterior/None		Com-Indoor-CFL		Ex		Htl		CZ03		Wtd		PGE		1		1		0		0.2		1670		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHtlExCZ03		Com-Indoor-CFLSCEHtlExCZ03		Com-Indoor-CFLSDGHtlExCZ03

		Exterior/None - Lodging - Hotel - 04		Lodging - Hotel		04		Exterior/None		Com-Indoor-CFL		Ex		Htl		CZ04		Wtd		PGE		1		1		0		0.2		1670		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHtlExCZ04		Com-Indoor-CFLSCEHtlExCZ04		Com-Indoor-CFLSDGHtlExCZ04

		Exterior/None - Lodging - Hotel - 05		Lodging - Hotel		05		Exterior/None		Com-Indoor-CFL		Ex		Htl		CZ05		Wtd		PGE		1		1		0		0.2		1670		SCE		1		1		0		0.2		1670		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHtlExCZ05		Com-Indoor-CFLSCEHtlExCZ05		Com-Indoor-CFLSDGHtlExCZ05

		Exterior/None - Lodging - Hotel - 06		Lodging - Hotel		06		Exterior/None		Com-Indoor-CFL		Ex		Htl		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.2		1670		SDG		1		1		0		0.2		1670						Com-Indoor-CFLPGEHtlExCZ06		Com-Indoor-CFLSCEHtlExCZ06		Com-Indoor-CFLSDGHtlExCZ06

		Exterior/None - Lodging - Hotel - 07		Lodging - Hotel		07		Exterior/None		Com-Indoor-CFL		Ex		Htl		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.2		1670						Com-Indoor-CFLPGEHtlExCZ07		Com-Indoor-CFLSCEHtlExCZ07		Com-Indoor-CFLSDGHtlExCZ07

		Exterior/None - Lodging - Hotel - 08		Lodging - Hotel		08		Exterior/None		Com-Indoor-CFL		Ex		Htl		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.2		1670		SDG		1		1		0		0.2		1670						Com-Indoor-CFLPGEHtlExCZ08		Com-Indoor-CFLSCEHtlExCZ08		Com-Indoor-CFLSDGHtlExCZ08

		Exterior/None - Lodging - Hotel - 09		Lodging - Hotel		09		Exterior/None		Com-Indoor-CFL		Ex		Htl		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.2		1670		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHtlExCZ09		Com-Indoor-CFLSCEHtlExCZ09		Com-Indoor-CFLSDGHtlExCZ09

		Exterior/None - Lodging - Hotel - 10		Lodging - Hotel		10		Exterior/None		Com-Indoor-CFL		Ex		Htl		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.2		1670		SDG		1		1		0		0.2		1670						Com-Indoor-CFLPGEHtlExCZ10		Com-Indoor-CFLSCEHtlExCZ10		Com-Indoor-CFLSDGHtlExCZ10

		Exterior/None - Lodging - Hotel - 11		Lodging - Hotel		11		Exterior/None		Com-Indoor-CFL		Ex		Htl		CZ11		Wtd		PGE		1		1		0		0.2		1670		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHtlExCZ11		Com-Indoor-CFLSCEHtlExCZ11		Com-Indoor-CFLSDGHtlExCZ11

		Exterior/None - Lodging - Hotel - 12		Lodging - Hotel		12		Exterior/None		Com-Indoor-CFL		Ex		Htl		CZ12		Wtd		PGE		1		1		0		0.2		1670		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHtlExCZ12		Com-Indoor-CFLSCEHtlExCZ12		Com-Indoor-CFLSDGHtlExCZ12

		Exterior/None - Lodging - Hotel - 13		Lodging - Hotel		13		Exterior/None		Com-Indoor-CFL		Ex		Htl		CZ13		Wtd		PGE		1		1		0		0.2		1670		SCE		1		1		0		0.2		1670		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHtlExCZ13		Com-Indoor-CFLSCEHtlExCZ13		Com-Indoor-CFLSDGHtlExCZ13

		Exterior/None - Lodging - Hotel - 14		Lodging - Hotel		14		Exterior/None		Com-Indoor-CFL		Ex		Htl		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.2		1670		SDG		1		1		0		0.2		1670						Com-Indoor-CFLPGEHtlExCZ14		Com-Indoor-CFLSCEHtlExCZ14		Com-Indoor-CFLSDGHtlExCZ14

		Exterior/None - Lodging - Hotel - 15		Lodging - Hotel		15		Exterior/None		Com-Indoor-CFL		Ex		Htl		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.2		1670		SDG		1		1		0		0.2		1670						Com-Indoor-CFLPGEHtlExCZ15		Com-Indoor-CFLSCEHtlExCZ15		Com-Indoor-CFLSDGHtlExCZ15

		Exterior/None - Lodging - Hotel - 16		Lodging - Hotel		16		Exterior/None		Com-Indoor-CFL		Ex		Htl		CZ16		Wtd		PGE		1		1		0		0.2		1670		SCE		1		1		0		0.2		1670		SDG		1		1		0		0		0						Com-Indoor-CFLPGEHtlExCZ16		Com-Indoor-CFLSCEHtlExCZ16		Com-Indoor-CFLSDGHtlExCZ16

		Exterior/None - Lodging - Hotel - 17		Lodging - Hotel		17		Exterior/None		Com-Indoor-CFL		Ex		Htl		IOU		Wtd		PGE		1		1		0		0.2		1670		SCE		1		1		0		0.2		1670		SDG		1		1		0		0.2		1670						Com-Indoor-CFLPGEHtlExIOU		Com-Indoor-CFLSCEHtlExIOU		Com-Indoor-CFLSDGHtlExIOU

		Exterior/None - Lodging - Motel - 01		Lodging - Motel		01		Exterior/None		Com-Indoor-CFL		Ex		Mtl		CZ01		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMtlExCZ01		Com-Indoor-CFLSCEMtlExCZ01		Com-Indoor-CFLSDGMtlExCZ01

		Exterior/None - Lodging - Motel - 02		Lodging - Motel		02		Exterior/None		Com-Indoor-CFL		Ex		Mtl		CZ02		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMtlExCZ02		Com-Indoor-CFLSCEMtlExCZ02		Com-Indoor-CFLSDGMtlExCZ02

		Exterior/None - Lodging - Motel - 03		Lodging - Motel		03		Exterior/None		Com-Indoor-CFL		Ex		Mtl		CZ03		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMtlExCZ03		Com-Indoor-CFLSCEMtlExCZ03		Com-Indoor-CFLSDGMtlExCZ03

		Exterior/None - Lodging - Motel - 04		Lodging - Motel		04		Exterior/None		Com-Indoor-CFL		Ex		Mtl		CZ04		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMtlExCZ04		Com-Indoor-CFLSCEMtlExCZ04		Com-Indoor-CFLSDGMtlExCZ04

		Exterior/None - Lodging - Motel - 05		Lodging - Motel		05		Exterior/None		Com-Indoor-CFL		Ex		Mtl		CZ05		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0.151		1370		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMtlExCZ05		Com-Indoor-CFLSCEMtlExCZ05		Com-Indoor-CFLSDGMtlExCZ05

		Exterior/None - Lodging - Motel - 06		Lodging - Motel		06		Exterior/None		Com-Indoor-CFL		Ex		Mtl		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.151		1370		SDG		1		1		0		0.151		1370						Com-Indoor-CFLPGEMtlExCZ06		Com-Indoor-CFLSCEMtlExCZ06		Com-Indoor-CFLSDGMtlExCZ06

		Exterior/None - Lodging - Motel - 07		Lodging - Motel		07		Exterior/None		Com-Indoor-CFL		Ex		Mtl		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.151		1370						Com-Indoor-CFLPGEMtlExCZ07		Com-Indoor-CFLSCEMtlExCZ07		Com-Indoor-CFLSDGMtlExCZ07

		Exterior/None - Lodging - Motel - 08		Lodging - Motel		08		Exterior/None		Com-Indoor-CFL		Ex		Mtl		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.151		1370		SDG		1		1		0		0.151		1370						Com-Indoor-CFLPGEMtlExCZ08		Com-Indoor-CFLSCEMtlExCZ08		Com-Indoor-CFLSDGMtlExCZ08

		Exterior/None - Lodging - Motel - 09		Lodging - Motel		09		Exterior/None		Com-Indoor-CFL		Ex		Mtl		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.151		1370		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMtlExCZ09		Com-Indoor-CFLSCEMtlExCZ09		Com-Indoor-CFLSDGMtlExCZ09

		Exterior/None - Lodging - Motel - 10		Lodging - Motel		10		Exterior/None		Com-Indoor-CFL		Ex		Mtl		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.151		1370		SDG		1		1		0		0.151		1370						Com-Indoor-CFLPGEMtlExCZ10		Com-Indoor-CFLSCEMtlExCZ10		Com-Indoor-CFLSDGMtlExCZ10

		Exterior/None - Lodging - Motel - 11		Lodging - Motel		11		Exterior/None		Com-Indoor-CFL		Ex		Mtl		CZ11		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMtlExCZ11		Com-Indoor-CFLSCEMtlExCZ11		Com-Indoor-CFLSDGMtlExCZ11

		Exterior/None - Lodging - Motel - 12		Lodging - Motel		12		Exterior/None		Com-Indoor-CFL		Ex		Mtl		CZ12		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMtlExCZ12		Com-Indoor-CFLSCEMtlExCZ12		Com-Indoor-CFLSDGMtlExCZ12

		Exterior/None - Lodging - Motel - 13		Lodging - Motel		13		Exterior/None		Com-Indoor-CFL		Ex		Mtl		CZ13		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0.151		1370		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMtlExCZ13		Com-Indoor-CFLSCEMtlExCZ13		Com-Indoor-CFLSDGMtlExCZ13

		Exterior/None - Lodging - Motel - 14		Lodging - Motel		14		Exterior/None		Com-Indoor-CFL		Ex		Mtl		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.151		1370		SDG		1		1		0		0.151		1370						Com-Indoor-CFLPGEMtlExCZ14		Com-Indoor-CFLSCEMtlExCZ14		Com-Indoor-CFLSDGMtlExCZ14

		Exterior/None - Lodging - Motel - 15		Lodging - Motel		15		Exterior/None		Com-Indoor-CFL		Ex		Mtl		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.151		1370		SDG		1		1		0		0.151		1370						Com-Indoor-CFLPGEMtlExCZ15		Com-Indoor-CFLSCEMtlExCZ15		Com-Indoor-CFLSDGMtlExCZ15

		Exterior/None - Lodging - Motel - 16		Lodging - Motel		16		Exterior/None		Com-Indoor-CFL		Ex		Mtl		CZ16		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0.151		1370		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMtlExCZ16		Com-Indoor-CFLSCEMtlExCZ16		Com-Indoor-CFLSDGMtlExCZ16

		Exterior/None - Lodging - Motel - 17		Lodging - Motel		17		Exterior/None		Com-Indoor-CFL		Ex		Mtl		IOU		Wtd		PGE		1		1		0		0.151		1370		SCE		1		1		0		0.151		1370		SDG		1		1		0		0.151		1370						Com-Indoor-CFLPGEMtlExIOU		Com-Indoor-CFLSCEMtlExIOU		Com-Indoor-CFLSDGMtlExIOU

		Exterior/None - Manufacturing - Bio/Tech - 01		Manufacturing - Bio/Tech		01		Exterior/None		Com-Indoor-CFL		Ex		MBT		CZ01		Wtd		PGE		1		1		0		0.78		3090		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMBTExCZ01		Com-Indoor-CFLSCEMBTExCZ01		Com-Indoor-CFLSDGMBTExCZ01

		Exterior/None - Manufacturing - Bio/Tech - 02		Manufacturing - Bio/Tech		02		Exterior/None		Com-Indoor-CFL		Ex		MBT		CZ02		Wtd		PGE		1		1		0		0.78		3090		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMBTExCZ02		Com-Indoor-CFLSCEMBTExCZ02		Com-Indoor-CFLSDGMBTExCZ02

		Exterior/None - Manufacturing - Bio/Tech - 03		Manufacturing - Bio/Tech		03		Exterior/None		Com-Indoor-CFL		Ex		MBT		CZ03		Wtd		PGE		1		1		0		0.78		3090		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMBTExCZ03		Com-Indoor-CFLSCEMBTExCZ03		Com-Indoor-CFLSDGMBTExCZ03

		Exterior/None - Manufacturing - Bio/Tech - 04		Manufacturing - Bio/Tech		04		Exterior/None		Com-Indoor-CFL		Ex		MBT		CZ04		Wtd		PGE		1		1		0		0.78		3090		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMBTExCZ04		Com-Indoor-CFLSCEMBTExCZ04		Com-Indoor-CFLSDGMBTExCZ04

		Exterior/None - Manufacturing - Bio/Tech - 05		Manufacturing - Bio/Tech		05		Exterior/None		Com-Indoor-CFL		Ex		MBT		CZ05		Wtd		PGE		1		1		0		0.78		3090		SCE		1		1		0		0.78		3090		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMBTExCZ05		Com-Indoor-CFLSCEMBTExCZ05		Com-Indoor-CFLSDGMBTExCZ05

		Exterior/None - Manufacturing - Bio/Tech - 06		Manufacturing - Bio/Tech		06		Exterior/None		Com-Indoor-CFL		Ex		MBT		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.78		3090		SDG		1		1		0		0.78		3090						Com-Indoor-CFLPGEMBTExCZ06		Com-Indoor-CFLSCEMBTExCZ06		Com-Indoor-CFLSDGMBTExCZ06

		Exterior/None - Manufacturing - Bio/Tech - 07		Manufacturing - Bio/Tech		07		Exterior/None		Com-Indoor-CFL		Ex		MBT		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.78		3090						Com-Indoor-CFLPGEMBTExCZ07		Com-Indoor-CFLSCEMBTExCZ07		Com-Indoor-CFLSDGMBTExCZ07

		Exterior/None - Manufacturing - Bio/Tech - 08		Manufacturing - Bio/Tech		08		Exterior/None		Com-Indoor-CFL		Ex		MBT		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.78		3090		SDG		1		1		0		0.78		3090						Com-Indoor-CFLPGEMBTExCZ08		Com-Indoor-CFLSCEMBTExCZ08		Com-Indoor-CFLSDGMBTExCZ08

		Exterior/None - Manufacturing - Bio/Tech - 09		Manufacturing - Bio/Tech		09		Exterior/None		Com-Indoor-CFL		Ex		MBT		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.78		3090		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMBTExCZ09		Com-Indoor-CFLSCEMBTExCZ09		Com-Indoor-CFLSDGMBTExCZ09

		Exterior/None - Manufacturing - Bio/Tech - 10		Manufacturing - Bio/Tech		10		Exterior/None		Com-Indoor-CFL		Ex		MBT		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.78		3090		SDG		1		1		0		0.78		3090						Com-Indoor-CFLPGEMBTExCZ10		Com-Indoor-CFLSCEMBTExCZ10		Com-Indoor-CFLSDGMBTExCZ10

		Exterior/None - Manufacturing - Bio/Tech - 11		Manufacturing - Bio/Tech		11		Exterior/None		Com-Indoor-CFL		Ex		MBT		CZ11		Wtd		PGE		1		1		0		0.78		3090		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMBTExCZ11		Com-Indoor-CFLSCEMBTExCZ11		Com-Indoor-CFLSDGMBTExCZ11

		Exterior/None - Manufacturing - Bio/Tech - 12		Manufacturing - Bio/Tech		12		Exterior/None		Com-Indoor-CFL		Ex		MBT		CZ12		Wtd		PGE		1		1		0		0.78		3090		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMBTExCZ12		Com-Indoor-CFLSCEMBTExCZ12		Com-Indoor-CFLSDGMBTExCZ12

		Exterior/None - Manufacturing - Bio/Tech - 13		Manufacturing - Bio/Tech		13		Exterior/None		Com-Indoor-CFL		Ex		MBT		CZ13		Wtd		PGE		1		1		0		0.78		3090		SCE		1		1		0		0.78		3090		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMBTExCZ13		Com-Indoor-CFLSCEMBTExCZ13		Com-Indoor-CFLSDGMBTExCZ13

		Exterior/None - Manufacturing - Bio/Tech - 14		Manufacturing - Bio/Tech		14		Exterior/None		Com-Indoor-CFL		Ex		MBT		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.78		3090		SDG		1		1		0		0.78		3090						Com-Indoor-CFLPGEMBTExCZ14		Com-Indoor-CFLSCEMBTExCZ14		Com-Indoor-CFLSDGMBTExCZ14

		Exterior/None - Manufacturing - Bio/Tech - 15		Manufacturing - Bio/Tech		15		Exterior/None		Com-Indoor-CFL		Ex		MBT		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.78		3090		SDG		1		1		0		0.78		3090						Com-Indoor-CFLPGEMBTExCZ15		Com-Indoor-CFLSCEMBTExCZ15		Com-Indoor-CFLSDGMBTExCZ15

		Exterior/None - Manufacturing - Bio/Tech - 16		Manufacturing - Bio/Tech		16		Exterior/None		Com-Indoor-CFL		Ex		MBT		CZ16		Wtd		PGE		1		1		0		0.78		3090		SCE		1		1		0		0.78		3090		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMBTExCZ16		Com-Indoor-CFLSCEMBTExCZ16		Com-Indoor-CFLSDGMBTExCZ16

		Exterior/None - Manufacturing - Bio/Tech - 17		Manufacturing - Bio/Tech		17		Exterior/None		Com-Indoor-CFL		Ex		MBT		IOU		Wtd		PGE		1		1		0		0.78		3090		SCE		1		1		0		0.78		3090		SDG		1		1		0		0.78		3090						Com-Indoor-CFLPGEMBTExIOU		Com-Indoor-CFLSCEMBTExIOU		Com-Indoor-CFLSDGMBTExIOU

		Exterior/None - Manufacturing - Light Industrial - 01		Manufacturing - Light Industrial		01		Exterior/None		Com-Indoor-CFL		Ex		MLI		CZ01		Wtd		PGE		1		1		0		0.777		2580		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMLIExCZ01		Com-Indoor-CFLSCEMLIExCZ01		Com-Indoor-CFLSDGMLIExCZ01

		Exterior/None - Manufacturing - Light Industrial - 02		Manufacturing - Light Industrial		02		Exterior/None		Com-Indoor-CFL		Ex		MLI		CZ02		Wtd		PGE		1		1		0		0.777		2580		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMLIExCZ02		Com-Indoor-CFLSCEMLIExCZ02		Com-Indoor-CFLSDGMLIExCZ02

		Exterior/None - Manufacturing - Light Industrial - 03		Manufacturing - Light Industrial		03		Exterior/None		Com-Indoor-CFL		Ex		MLI		CZ03		Wtd		PGE		1		1		0		0.777		2580		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMLIExCZ03		Com-Indoor-CFLSCEMLIExCZ03		Com-Indoor-CFLSDGMLIExCZ03

		Exterior/None - Manufacturing - Light Industrial - 04		Manufacturing - Light Industrial		04		Exterior/None		Com-Indoor-CFL		Ex		MLI		CZ04		Wtd		PGE		1		1		0		0.777		2580		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMLIExCZ04		Com-Indoor-CFLSCEMLIExCZ04		Com-Indoor-CFLSDGMLIExCZ04

		Exterior/None - Manufacturing - Light Industrial - 05		Manufacturing - Light Industrial		05		Exterior/None		Com-Indoor-CFL		Ex		MLI		CZ05		Wtd		PGE		1		1		0		0.777		2580		SCE		1		1		0		0.777		2580		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMLIExCZ05		Com-Indoor-CFLSCEMLIExCZ05		Com-Indoor-CFLSDGMLIExCZ05

		Exterior/None - Manufacturing - Light Industrial - 06		Manufacturing - Light Industrial		06		Exterior/None		Com-Indoor-CFL		Ex		MLI		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.777		2580		SDG		1		1		0		0.777		2580						Com-Indoor-CFLPGEMLIExCZ06		Com-Indoor-CFLSCEMLIExCZ06		Com-Indoor-CFLSDGMLIExCZ06

		Exterior/None - Manufacturing - Light Industrial - 07		Manufacturing - Light Industrial		07		Exterior/None		Com-Indoor-CFL		Ex		MLI		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.777		2580						Com-Indoor-CFLPGEMLIExCZ07		Com-Indoor-CFLSCEMLIExCZ07		Com-Indoor-CFLSDGMLIExCZ07

		Exterior/None - Manufacturing - Light Industrial - 08		Manufacturing - Light Industrial		08		Exterior/None		Com-Indoor-CFL		Ex		MLI		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.777		2580		SDG		1		1		0		0.777		2580						Com-Indoor-CFLPGEMLIExCZ08		Com-Indoor-CFLSCEMLIExCZ08		Com-Indoor-CFLSDGMLIExCZ08

		Exterior/None - Manufacturing - Light Industrial - 09		Manufacturing - Light Industrial		09		Exterior/None		Com-Indoor-CFL		Ex		MLI		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.777		2580		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMLIExCZ09		Com-Indoor-CFLSCEMLIExCZ09		Com-Indoor-CFLSDGMLIExCZ09

		Exterior/None - Manufacturing - Light Industrial - 10		Manufacturing - Light Industrial		10		Exterior/None		Com-Indoor-CFL		Ex		MLI		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.777		2580		SDG		1		1		0		0.777		2580						Com-Indoor-CFLPGEMLIExCZ10		Com-Indoor-CFLSCEMLIExCZ10		Com-Indoor-CFLSDGMLIExCZ10

		Exterior/None - Manufacturing - Light Industrial - 11		Manufacturing - Light Industrial		11		Exterior/None		Com-Indoor-CFL		Ex		MLI		CZ11		Wtd		PGE		1		1		0		0.777		2580		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMLIExCZ11		Com-Indoor-CFLSCEMLIExCZ11		Com-Indoor-CFLSDGMLIExCZ11

		Exterior/None - Manufacturing - Light Industrial - 12		Manufacturing - Light Industrial		12		Exterior/None		Com-Indoor-CFL		Ex		MLI		CZ12		Wtd		PGE		1		1		0		0.777		2580		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMLIExCZ12		Com-Indoor-CFLSCEMLIExCZ12		Com-Indoor-CFLSDGMLIExCZ12

		Exterior/None - Manufacturing - Light Industrial - 13		Manufacturing - Light Industrial		13		Exterior/None		Com-Indoor-CFL		Ex		MLI		CZ13		Wtd		PGE		1		1		0		0.777		2580		SCE		1		1		0		0.777		2580		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMLIExCZ13		Com-Indoor-CFLSCEMLIExCZ13		Com-Indoor-CFLSDGMLIExCZ13

		Exterior/None - Manufacturing - Light Industrial - 14		Manufacturing - Light Industrial		14		Exterior/None		Com-Indoor-CFL		Ex		MLI		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.777		2580		SDG		1		1		0		0.777		2580						Com-Indoor-CFLPGEMLIExCZ14		Com-Indoor-CFLSCEMLIExCZ14		Com-Indoor-CFLSDGMLIExCZ14

		Exterior/None - Manufacturing - Light Industrial - 15		Manufacturing - Light Industrial		15		Exterior/None		Com-Indoor-CFL		Ex		MLI		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.777		2580		SDG		1		1		0		0.777		2580						Com-Indoor-CFLPGEMLIExCZ15		Com-Indoor-CFLSCEMLIExCZ15		Com-Indoor-CFLSDGMLIExCZ15

		Exterior/None - Manufacturing - Light Industrial - 16		Manufacturing - Light Industrial		16		Exterior/None		Com-Indoor-CFL		Ex		MLI		CZ16		Wtd		PGE		1		1		0		0.777		2580		SCE		1		1		0		0.777		2580		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMLIExCZ16		Com-Indoor-CFLSCEMLIExCZ16		Com-Indoor-CFLSDGMLIExCZ16

		Exterior/None - Manufacturing - Light Industrial - 17		Manufacturing - Light Industrial		17		Exterior/None		Com-Indoor-CFL		Ex		MLI		IOU		Wtd		PGE		1		1		0		0.777		2580		SCE		1		1		0		0.777		2580		SDG		1		1		0		0.777		2580						Com-Indoor-CFLPGEMLIExIOU		Com-Indoor-CFLSCEMLIExIOU		Com-Indoor-CFLSDGMLIExIOU

		Exterior/None - Misc - Commercial - 01		Misc - Commercial		01		Exterior/None		Com-Indoor-CFL		Ex		MiC		CZ01		Wtd		PGE		1		1		0		0.726		3940		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMiCExCZ01		Com-Indoor-CFLSCEMiCExCZ01		Com-Indoor-CFLSDGMiCExCZ01

		Exterior/None - Misc - Commercial - 02		Misc - Commercial		02		Exterior/None		Com-Indoor-CFL		Ex		MiC		CZ02		Wtd		PGE		1		1		0		0.726		3940		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMiCExCZ02		Com-Indoor-CFLSCEMiCExCZ02		Com-Indoor-CFLSDGMiCExCZ02

		Exterior/None - Misc - Commercial - 03		Misc - Commercial		03		Exterior/None		Com-Indoor-CFL		Ex		MiC		CZ03		Wtd		PGE		1		1		0		0.726		3940		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMiCExCZ03		Com-Indoor-CFLSCEMiCExCZ03		Com-Indoor-CFLSDGMiCExCZ03

		Exterior/None - Misc - Commercial - 04		Misc - Commercial		04		Exterior/None		Com-Indoor-CFL		Ex		MiC		CZ04		Wtd		PGE		1		1		0		0.726		3940		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMiCExCZ04		Com-Indoor-CFLSCEMiCExCZ04		Com-Indoor-CFLSDGMiCExCZ04

		Exterior/None - Misc - Commercial - 05		Misc - Commercial		05		Exterior/None		Com-Indoor-CFL		Ex		MiC		CZ05		Wtd		PGE		1		1		0		0.726		3940		SCE		1		1		0		0.726		3940		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMiCExCZ05		Com-Indoor-CFLSCEMiCExCZ05		Com-Indoor-CFLSDGMiCExCZ05

		Exterior/None - Misc - Commercial - 06		Misc - Commercial		06		Exterior/None		Com-Indoor-CFL		Ex		MiC		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.726		3940		SDG		1		1		0		0.726		3940						Com-Indoor-CFLPGEMiCExCZ06		Com-Indoor-CFLSCEMiCExCZ06		Com-Indoor-CFLSDGMiCExCZ06

		Exterior/None - Misc - Commercial - 07		Misc - Commercial		07		Exterior/None		Com-Indoor-CFL		Ex		MiC		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.726		3940						Com-Indoor-CFLPGEMiCExCZ07		Com-Indoor-CFLSCEMiCExCZ07		Com-Indoor-CFLSDGMiCExCZ07

		Exterior/None - Misc - Commercial - 08		Misc - Commercial		08		Exterior/None		Com-Indoor-CFL		Ex		MiC		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.726		3940		SDG		1		1		0		0.726		3940						Com-Indoor-CFLPGEMiCExCZ08		Com-Indoor-CFLSCEMiCExCZ08		Com-Indoor-CFLSDGMiCExCZ08

		Exterior/None - Misc - Commercial - 09		Misc - Commercial		09		Exterior/None		Com-Indoor-CFL		Ex		MiC		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.726		3940		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMiCExCZ09		Com-Indoor-CFLSCEMiCExCZ09		Com-Indoor-CFLSDGMiCExCZ09

		Exterior/None - Misc - Commercial - 10		Misc - Commercial		10		Exterior/None		Com-Indoor-CFL		Ex		MiC		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.726		3940		SDG		1		1		0		0.726		3940						Com-Indoor-CFLPGEMiCExCZ10		Com-Indoor-CFLSCEMiCExCZ10		Com-Indoor-CFLSDGMiCExCZ10

		Exterior/None - Misc - Commercial - 11		Misc - Commercial		11		Exterior/None		Com-Indoor-CFL		Ex		MiC		CZ11		Wtd		PGE		1		1		0		0.726		3940		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMiCExCZ11		Com-Indoor-CFLSCEMiCExCZ11		Com-Indoor-CFLSDGMiCExCZ11

		Exterior/None - Misc - Commercial - 12		Misc - Commercial		12		Exterior/None		Com-Indoor-CFL		Ex		MiC		CZ12		Wtd		PGE		1		1		0		0.726		3940		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMiCExCZ12		Com-Indoor-CFLSCEMiCExCZ12		Com-Indoor-CFLSDGMiCExCZ12

		Exterior/None - Misc - Commercial - 13		Misc - Commercial		13		Exterior/None		Com-Indoor-CFL		Ex		MiC		CZ13		Wtd		PGE		1		1		0		0.726		3940		SCE		1		1		0		0.726		3940		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMiCExCZ13		Com-Indoor-CFLSCEMiCExCZ13		Com-Indoor-CFLSDGMiCExCZ13

		Exterior/None - Misc - Commercial - 14		Misc - Commercial		14		Exterior/None		Com-Indoor-CFL		Ex		MiC		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.726		3940		SDG		1		1		0		0.726		3940						Com-Indoor-CFLPGEMiCExCZ14		Com-Indoor-CFLSCEMiCExCZ14		Com-Indoor-CFLSDGMiCExCZ14

		Exterior/None - Misc - Commercial - 15		Misc - Commercial		15		Exterior/None		Com-Indoor-CFL		Ex		MiC		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.726		3940		SDG		1		1		0		0.726		3940						Com-Indoor-CFLPGEMiCExCZ15		Com-Indoor-CFLSCEMiCExCZ15		Com-Indoor-CFLSDGMiCExCZ15

		Exterior/None - Misc - Commercial - 16		Misc - Commercial		16		Exterior/None		Com-Indoor-CFL		Ex		MiC		CZ16		Wtd		PGE		1		1		0		0.726		3940		SCE		1		1		0		0.726		3940		SDG		1		1		0		0		0						Com-Indoor-CFLPGEMiCExCZ16		Com-Indoor-CFLSCEMiCExCZ16		Com-Indoor-CFLSDGMiCExCZ16

		Exterior/None - Misc - Commercial - 17		Misc - Commercial		17		Exterior/None		Com-Indoor-CFL		Ex		MiC		IOU		Wtd		PGE		1		1		0		0.726		3940		SCE		1		1		0		0.726		3940		SDG		1		1		0		0.726		3940						Com-Indoor-CFLPGEMiCExIOU		Com-Indoor-CFLSCEMiCExIOU		Com-Indoor-CFLSDGMiCExIOU

		Exterior/None - Office - Large - 01		Office - Large		01		Exterior/None		Com-Indoor-CFL		Ex		OfL		CZ01		Wtd		PGE		1		1		0		0.625		3000		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfLExCZ01		Com-Indoor-CFLSCEOfLExCZ01		Com-Indoor-CFLSDGOfLExCZ01

		Exterior/None - Office - Large - 02		Office - Large		02		Exterior/None		Com-Indoor-CFL		Ex		OfL		CZ02		Wtd		PGE		1		1		0		0.625		3000		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfLExCZ02		Com-Indoor-CFLSCEOfLExCZ02		Com-Indoor-CFLSDGOfLExCZ02

		Exterior/None - Office - Large - 03		Office - Large		03		Exterior/None		Com-Indoor-CFL		Ex		OfL		CZ03		Wtd		PGE		1		1		0		0.625		3000		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfLExCZ03		Com-Indoor-CFLSCEOfLExCZ03		Com-Indoor-CFLSDGOfLExCZ03

		Exterior/None - Office - Large - 04		Office - Large		04		Exterior/None		Com-Indoor-CFL		Ex		OfL		CZ04		Wtd		PGE		1		1		0		0.625		3000		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfLExCZ04		Com-Indoor-CFLSCEOfLExCZ04		Com-Indoor-CFLSDGOfLExCZ04

		Exterior/None - Office - Large - 05		Office - Large		05		Exterior/None		Com-Indoor-CFL		Ex		OfL		CZ05		Wtd		PGE		1		1		0		0.625		3000		SCE		1		1		0		0.625		3000		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfLExCZ05		Com-Indoor-CFLSCEOfLExCZ05		Com-Indoor-CFLSDGOfLExCZ05

		Exterior/None - Office - Large - 06		Office - Large		06		Exterior/None		Com-Indoor-CFL		Ex		OfL		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.625		3000		SDG		1		1		0		0.625		3000						Com-Indoor-CFLPGEOfLExCZ06		Com-Indoor-CFLSCEOfLExCZ06		Com-Indoor-CFLSDGOfLExCZ06

		Exterior/None - Office - Large - 07		Office - Large		07		Exterior/None		Com-Indoor-CFL		Ex		OfL		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.625		3000						Com-Indoor-CFLPGEOfLExCZ07		Com-Indoor-CFLSCEOfLExCZ07		Com-Indoor-CFLSDGOfLExCZ07

		Exterior/None - Office - Large - 08		Office - Large		08		Exterior/None		Com-Indoor-CFL		Ex		OfL		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.625		3000		SDG		1		1		0		0.625		3000						Com-Indoor-CFLPGEOfLExCZ08		Com-Indoor-CFLSCEOfLExCZ08		Com-Indoor-CFLSDGOfLExCZ08

		Exterior/None - Office - Large - 09		Office - Large		09		Exterior/None		Com-Indoor-CFL		Ex		OfL		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.625		3000		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfLExCZ09		Com-Indoor-CFLSCEOfLExCZ09		Com-Indoor-CFLSDGOfLExCZ09

		Exterior/None - Office - Large - 10		Office - Large		10		Exterior/None		Com-Indoor-CFL		Ex		OfL		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.625		3000		SDG		1		1		0		0.625		3000						Com-Indoor-CFLPGEOfLExCZ10		Com-Indoor-CFLSCEOfLExCZ10		Com-Indoor-CFLSDGOfLExCZ10

		Exterior/None - Office - Large - 11		Office - Large		11		Exterior/None		Com-Indoor-CFL		Ex		OfL		CZ11		Wtd		PGE		1		1		0		0.625		3000		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfLExCZ11		Com-Indoor-CFLSCEOfLExCZ11		Com-Indoor-CFLSDGOfLExCZ11

		Exterior/None - Office - Large - 12		Office - Large		12		Exterior/None		Com-Indoor-CFL		Ex		OfL		CZ12		Wtd		PGE		1		1		0		0.625		3000		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfLExCZ12		Com-Indoor-CFLSCEOfLExCZ12		Com-Indoor-CFLSDGOfLExCZ12

		Exterior/None - Office - Large - 13		Office - Large		13		Exterior/None		Com-Indoor-CFL		Ex		OfL		CZ13		Wtd		PGE		1		1		0		0.625		3000		SCE		1		1		0		0.625		3000		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfLExCZ13		Com-Indoor-CFLSCEOfLExCZ13		Com-Indoor-CFLSDGOfLExCZ13

		Exterior/None - Office - Large - 14		Office - Large		14		Exterior/None		Com-Indoor-CFL		Ex		OfL		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.625		3000		SDG		1		1		0		0.625		3000						Com-Indoor-CFLPGEOfLExCZ14		Com-Indoor-CFLSCEOfLExCZ14		Com-Indoor-CFLSDGOfLExCZ14

		Exterior/None - Office - Large - 15		Office - Large		15		Exterior/None		Com-Indoor-CFL		Ex		OfL		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.625		3000		SDG		1		1		0		0.625		3000						Com-Indoor-CFLPGEOfLExCZ15		Com-Indoor-CFLSCEOfLExCZ15		Com-Indoor-CFLSDGOfLExCZ15

		Exterior/None - Office - Large - 16		Office - Large		16		Exterior/None		Com-Indoor-CFL		Ex		OfL		CZ16		Wtd		PGE		1		1		0		0.625		3000		SCE		1		1		0		0.625		3000		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfLExCZ16		Com-Indoor-CFLSCEOfLExCZ16		Com-Indoor-CFLSDGOfLExCZ16

		Exterior/None - Office - Large - 17		Office - Large		17		Exterior/None		Com-Indoor-CFL		Ex		OfL		IOU		Wtd		PGE		1		1		0		0.625		3000		SCE		1		1		0		0.625		3000		SDG		1		1		0		0.625		3000						Com-Indoor-CFLPGEOfLExIOU		Com-Indoor-CFLSCEOfLExIOU		Com-Indoor-CFLSDGOfLExIOU

		Exterior/None - Office - Small - 01		Office - Small		01		Exterior/None		Com-Indoor-CFL		Ex		OfS		CZ01		Wtd		PGE		1		1		0		0.678		2980		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfSExCZ01		Com-Indoor-CFLSCEOfSExCZ01		Com-Indoor-CFLSDGOfSExCZ01

		Exterior/None - Office - Small - 02		Office - Small		02		Exterior/None		Com-Indoor-CFL		Ex		OfS		CZ02		Wtd		PGE		1		1		0		0.678		2980		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfSExCZ02		Com-Indoor-CFLSCEOfSExCZ02		Com-Indoor-CFLSDGOfSExCZ02

		Exterior/None - Office - Small - 03		Office - Small		03		Exterior/None		Com-Indoor-CFL		Ex		OfS		CZ03		Wtd		PGE		1		1		0		0.678		2980		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfSExCZ03		Com-Indoor-CFLSCEOfSExCZ03		Com-Indoor-CFLSDGOfSExCZ03

		Exterior/None - Office - Small - 04		Office - Small		04		Exterior/None		Com-Indoor-CFL		Ex		OfS		CZ04		Wtd		PGE		1		1		0		0.678		2980		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfSExCZ04		Com-Indoor-CFLSCEOfSExCZ04		Com-Indoor-CFLSDGOfSExCZ04

		Exterior/None - Office - Small - 05		Office - Small		05		Exterior/None		Com-Indoor-CFL		Ex		OfS		CZ05		Wtd		PGE		1		1		0		0.678		2980		SCE		1		1		0		0.678		2980		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfSExCZ05		Com-Indoor-CFLSCEOfSExCZ05		Com-Indoor-CFLSDGOfSExCZ05

		Exterior/None - Office - Small - 06		Office - Small		06		Exterior/None		Com-Indoor-CFL		Ex		OfS		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.678		2980		SDG		1		1		0		0.678		2980						Com-Indoor-CFLPGEOfSExCZ06		Com-Indoor-CFLSCEOfSExCZ06		Com-Indoor-CFLSDGOfSExCZ06

		Exterior/None - Office - Small - 07		Office - Small		07		Exterior/None		Com-Indoor-CFL		Ex		OfS		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.678		2980						Com-Indoor-CFLPGEOfSExCZ07		Com-Indoor-CFLSCEOfSExCZ07		Com-Indoor-CFLSDGOfSExCZ07

		Exterior/None - Office - Small - 08		Office - Small		08		Exterior/None		Com-Indoor-CFL		Ex		OfS		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.678		2980		SDG		1		1		0		0.678		2980						Com-Indoor-CFLPGEOfSExCZ08		Com-Indoor-CFLSCEOfSExCZ08		Com-Indoor-CFLSDGOfSExCZ08

		Exterior/None - Office - Small - 09		Office - Small		09		Exterior/None		Com-Indoor-CFL		Ex		OfS		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.678		2980		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfSExCZ09		Com-Indoor-CFLSCEOfSExCZ09		Com-Indoor-CFLSDGOfSExCZ09

		Exterior/None - Office - Small - 10		Office - Small		10		Exterior/None		Com-Indoor-CFL		Ex		OfS		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.678		2980		SDG		1		1		0		0.678		2980						Com-Indoor-CFLPGEOfSExCZ10		Com-Indoor-CFLSCEOfSExCZ10		Com-Indoor-CFLSDGOfSExCZ10

		Exterior/None - Office - Small - 11		Office - Small		11		Exterior/None		Com-Indoor-CFL		Ex		OfS		CZ11		Wtd		PGE		1		1		0		0.678		2980		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfSExCZ11		Com-Indoor-CFLSCEOfSExCZ11		Com-Indoor-CFLSDGOfSExCZ11

		Exterior/None - Office - Small - 12		Office - Small		12		Exterior/None		Com-Indoor-CFL		Ex		OfS		CZ12		Wtd		PGE		1		1		0		0.678		2980		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfSExCZ12		Com-Indoor-CFLSCEOfSExCZ12		Com-Indoor-CFLSDGOfSExCZ12

		Exterior/None - Office - Small - 13		Office - Small		13		Exterior/None		Com-Indoor-CFL		Ex		OfS		CZ13		Wtd		PGE		1		1		0		0.678		2980		SCE		1		1		0		0.678		2980		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfSExCZ13		Com-Indoor-CFLSCEOfSExCZ13		Com-Indoor-CFLSDGOfSExCZ13

		Exterior/None - Office - Small - 14		Office - Small		14		Exterior/None		Com-Indoor-CFL		Ex		OfS		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.678		2980		SDG		1		1		0		0.678		2980						Com-Indoor-CFLPGEOfSExCZ14		Com-Indoor-CFLSCEOfSExCZ14		Com-Indoor-CFLSDGOfSExCZ14

		Exterior/None - Office - Small - 15		Office - Small		15		Exterior/None		Com-Indoor-CFL		Ex		OfS		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.678		2980		SDG		1		1		0		0.678		2980						Com-Indoor-CFLPGEOfSExCZ15		Com-Indoor-CFLSCEOfSExCZ15		Com-Indoor-CFLSDGOfSExCZ15

		Exterior/None - Office - Small - 16		Office - Small		16		Exterior/None		Com-Indoor-CFL		Ex		OfS		CZ16		Wtd		PGE		1		1		0		0.678		2980		SCE		1		1		0		0.678		2980		SDG		1		1		0		0		0						Com-Indoor-CFLPGEOfSExCZ16		Com-Indoor-CFLSCEOfSExCZ16		Com-Indoor-CFLSDGOfSExCZ16

		Exterior/None - Office - Small - 17		Office - Small		17		Exterior/None		Com-Indoor-CFL		Ex		OfS		IOU		Wtd		PGE		1		1		0		0.678		2980		SCE		1		1		0		0.678		2980		SDG		1		1		0		0.678		2980						Com-Indoor-CFLPGEOfSExIOU		Com-Indoor-CFLSCEOfSExIOU		Com-Indoor-CFLSDGOfSExIOU

		Exterior/None - Restaurant - Fast-Food - 01		Restaurant - Fast-Food		01		Exterior/None		Com-Indoor-CFL		Ex		RFF		CZ01		Wtd		PGE		1		1		0		0.808		4810		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERFFExCZ01		Com-Indoor-CFLSCERFFExCZ01		Com-Indoor-CFLSDGRFFExCZ01

		Exterior/None - Restaurant - Fast-Food - 02		Restaurant - Fast-Food		02		Exterior/None		Com-Indoor-CFL		Ex		RFF		CZ02		Wtd		PGE		1		1		0		0.808		4810		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERFFExCZ02		Com-Indoor-CFLSCERFFExCZ02		Com-Indoor-CFLSDGRFFExCZ02

		Exterior/None - Restaurant - Fast-Food - 03		Restaurant - Fast-Food		03		Exterior/None		Com-Indoor-CFL		Ex		RFF		CZ03		Wtd		PGE		1		1		0		0.808		4810		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERFFExCZ03		Com-Indoor-CFLSCERFFExCZ03		Com-Indoor-CFLSDGRFFExCZ03

		Exterior/None - Restaurant - Fast-Food - 04		Restaurant - Fast-Food		04		Exterior/None		Com-Indoor-CFL		Ex		RFF		CZ04		Wtd		PGE		1		1		0		0.808		4810		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERFFExCZ04		Com-Indoor-CFLSCERFFExCZ04		Com-Indoor-CFLSDGRFFExCZ04

		Exterior/None - Restaurant - Fast-Food - 05		Restaurant - Fast-Food		05		Exterior/None		Com-Indoor-CFL		Ex		RFF		CZ05		Wtd		PGE		1		1		0		0.808		4810		SCE		1		1		0		0.808		4810		SDG		1		1		0		0		0						Com-Indoor-CFLPGERFFExCZ05		Com-Indoor-CFLSCERFFExCZ05		Com-Indoor-CFLSDGRFFExCZ05

		Exterior/None - Restaurant - Fast-Food - 06		Restaurant - Fast-Food		06		Exterior/None		Com-Indoor-CFL		Ex		RFF		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.808		4810		SDG		1		1		0		0.808		4810						Com-Indoor-CFLPGERFFExCZ06		Com-Indoor-CFLSCERFFExCZ06		Com-Indoor-CFLSDGRFFExCZ06

		Exterior/None - Restaurant - Fast-Food - 07		Restaurant - Fast-Food		07		Exterior/None		Com-Indoor-CFL		Ex		RFF		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.808		4810						Com-Indoor-CFLPGERFFExCZ07		Com-Indoor-CFLSCERFFExCZ07		Com-Indoor-CFLSDGRFFExCZ07

		Exterior/None - Restaurant - Fast-Food - 08		Restaurant - Fast-Food		08		Exterior/None		Com-Indoor-CFL		Ex		RFF		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.808		4810		SDG		1		1		0		0.808		4810						Com-Indoor-CFLPGERFFExCZ08		Com-Indoor-CFLSCERFFExCZ08		Com-Indoor-CFLSDGRFFExCZ08

		Exterior/None - Restaurant - Fast-Food - 09		Restaurant - Fast-Food		09		Exterior/None		Com-Indoor-CFL		Ex		RFF		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.808		4810		SDG		1		1		0		0		0						Com-Indoor-CFLPGERFFExCZ09		Com-Indoor-CFLSCERFFExCZ09		Com-Indoor-CFLSDGRFFExCZ09

		Exterior/None - Restaurant - Fast-Food - 10		Restaurant - Fast-Food		10		Exterior/None		Com-Indoor-CFL		Ex		RFF		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.808		4810		SDG		1		1		0		0.808		4810						Com-Indoor-CFLPGERFFExCZ10		Com-Indoor-CFLSCERFFExCZ10		Com-Indoor-CFLSDGRFFExCZ10

		Exterior/None - Restaurant - Fast-Food - 11		Restaurant - Fast-Food		11		Exterior/None		Com-Indoor-CFL		Ex		RFF		CZ11		Wtd		PGE		1		1		0		0.808		4810		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERFFExCZ11		Com-Indoor-CFLSCERFFExCZ11		Com-Indoor-CFLSDGRFFExCZ11

		Exterior/None - Restaurant - Fast-Food - 12		Restaurant - Fast-Food		12		Exterior/None		Com-Indoor-CFL		Ex		RFF		CZ12		Wtd		PGE		1		1		0		0.808		4810		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERFFExCZ12		Com-Indoor-CFLSCERFFExCZ12		Com-Indoor-CFLSDGRFFExCZ12

		Exterior/None - Restaurant - Fast-Food - 13		Restaurant - Fast-Food		13		Exterior/None		Com-Indoor-CFL		Ex		RFF		CZ13		Wtd		PGE		1		1		0		0.808		4810		SCE		1		1		0		0.808		4810		SDG		1		1		0		0		0						Com-Indoor-CFLPGERFFExCZ13		Com-Indoor-CFLSCERFFExCZ13		Com-Indoor-CFLSDGRFFExCZ13

		Exterior/None - Restaurant - Fast-Food - 14		Restaurant - Fast-Food		14		Exterior/None		Com-Indoor-CFL		Ex		RFF		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.808		4810		SDG		1		1		0		0.808		4810						Com-Indoor-CFLPGERFFExCZ14		Com-Indoor-CFLSCERFFExCZ14		Com-Indoor-CFLSDGRFFExCZ14

		Exterior/None - Restaurant - Fast-Food - 15		Restaurant - Fast-Food		15		Exterior/None		Com-Indoor-CFL		Ex		RFF		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.808		4810		SDG		1		1		0		0.808		4810						Com-Indoor-CFLPGERFFExCZ15		Com-Indoor-CFLSCERFFExCZ15		Com-Indoor-CFLSDGRFFExCZ15

		Exterior/None - Restaurant - Fast-Food - 16		Restaurant - Fast-Food		16		Exterior/None		Com-Indoor-CFL		Ex		RFF		CZ16		Wtd		PGE		1		1		0		0.808		4810		SCE		1		1		0		0.808		4810		SDG		1		1		0		0		0						Com-Indoor-CFLPGERFFExCZ16		Com-Indoor-CFLSCERFFExCZ16		Com-Indoor-CFLSDGRFFExCZ16

		Exterior/None - Restaurant - Fast-Food - 17		Restaurant - Fast-Food		17		Exterior/None		Com-Indoor-CFL		Ex		RFF		IOU		Wtd		PGE		1		1		0		0.808		4810		SCE		1		1		0		0.808		4810		SDG		1		1		0		0.808		4810						Com-Indoor-CFLPGERFFExIOU		Com-Indoor-CFLSCERFFExIOU		Com-Indoor-CFLSDGRFFExIOU

		Exterior/None - Restaurant - Sit-Down - 01		Restaurant - Sit-Down		01		Exterior/None		Com-Indoor-CFL		Ex		RSD		CZ01		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERSDExCZ01		Com-Indoor-CFLSCERSDExCZ01		Com-Indoor-CFLSDGRSDExCZ01

		Exterior/None - Restaurant - Sit-Down - 02		Restaurant - Sit-Down		02		Exterior/None		Com-Indoor-CFL		Ex		RSD		CZ02		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERSDExCZ02		Com-Indoor-CFLSCERSDExCZ02		Com-Indoor-CFLSDGRSDExCZ02

		Exterior/None - Restaurant - Sit-Down - 03		Restaurant - Sit-Down		03		Exterior/None		Com-Indoor-CFL		Ex		RSD		CZ03		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERSDExCZ03		Com-Indoor-CFLSCERSDExCZ03		Com-Indoor-CFLSDGRSDExCZ03

		Exterior/None - Restaurant - Sit-Down - 04		Restaurant - Sit-Down		04		Exterior/None		Com-Indoor-CFL		Ex		RSD		CZ04		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERSDExCZ04		Com-Indoor-CFLSCERSDExCZ04		Com-Indoor-CFLSDGRSDExCZ04

		Exterior/None - Restaurant - Sit-Down - 05		Restaurant - Sit-Down		05		Exterior/None		Com-Indoor-CFL		Ex		RSD		CZ05		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0.8		4830		SDG		1		1		0		0		0						Com-Indoor-CFLPGERSDExCZ05		Com-Indoor-CFLSCERSDExCZ05		Com-Indoor-CFLSDGRSDExCZ05

		Exterior/None - Restaurant - Sit-Down - 06		Restaurant - Sit-Down		06		Exterior/None		Com-Indoor-CFL		Ex		RSD		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.8		4830		SDG		1		1		0		0.8		4830						Com-Indoor-CFLPGERSDExCZ06		Com-Indoor-CFLSCERSDExCZ06		Com-Indoor-CFLSDGRSDExCZ06

		Exterior/None - Restaurant - Sit-Down - 07		Restaurant - Sit-Down		07		Exterior/None		Com-Indoor-CFL		Ex		RSD		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.8		4830						Com-Indoor-CFLPGERSDExCZ07		Com-Indoor-CFLSCERSDExCZ07		Com-Indoor-CFLSDGRSDExCZ07

		Exterior/None - Restaurant - Sit-Down - 08		Restaurant - Sit-Down		08		Exterior/None		Com-Indoor-CFL		Ex		RSD		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.8		4830		SDG		1		1		0		0.8		4830						Com-Indoor-CFLPGERSDExCZ08		Com-Indoor-CFLSCERSDExCZ08		Com-Indoor-CFLSDGRSDExCZ08

		Exterior/None - Restaurant - Sit-Down - 09		Restaurant - Sit-Down		09		Exterior/None		Com-Indoor-CFL		Ex		RSD		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.8		4830		SDG		1		1		0		0		0						Com-Indoor-CFLPGERSDExCZ09		Com-Indoor-CFLSCERSDExCZ09		Com-Indoor-CFLSDGRSDExCZ09

		Exterior/None - Restaurant - Sit-Down - 10		Restaurant - Sit-Down		10		Exterior/None		Com-Indoor-CFL		Ex		RSD		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.8		4830		SDG		1		1		0		0.8		4830						Com-Indoor-CFLPGERSDExCZ10		Com-Indoor-CFLSCERSDExCZ10		Com-Indoor-CFLSDGRSDExCZ10

		Exterior/None - Restaurant - Sit-Down - 11		Restaurant - Sit-Down		11		Exterior/None		Com-Indoor-CFL		Ex		RSD		CZ11		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERSDExCZ11		Com-Indoor-CFLSCERSDExCZ11		Com-Indoor-CFLSDGRSDExCZ11

		Exterior/None - Restaurant - Sit-Down - 12		Restaurant - Sit-Down		12		Exterior/None		Com-Indoor-CFL		Ex		RSD		CZ12		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERSDExCZ12		Com-Indoor-CFLSCERSDExCZ12		Com-Indoor-CFLSDGRSDExCZ12

		Exterior/None - Restaurant - Sit-Down - 13		Restaurant - Sit-Down		13		Exterior/None		Com-Indoor-CFL		Ex		RSD		CZ13		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0.8		4830		SDG		1		1		0		0		0						Com-Indoor-CFLPGERSDExCZ13		Com-Indoor-CFLSCERSDExCZ13		Com-Indoor-CFLSDGRSDExCZ13

		Exterior/None - Restaurant - Sit-Down - 14		Restaurant - Sit-Down		14		Exterior/None		Com-Indoor-CFL		Ex		RSD		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.8		4830		SDG		1		1		0		0.8		4830						Com-Indoor-CFLPGERSDExCZ14		Com-Indoor-CFLSCERSDExCZ14		Com-Indoor-CFLSDGRSDExCZ14

		Exterior/None - Restaurant - Sit-Down - 15		Restaurant - Sit-Down		15		Exterior/None		Com-Indoor-CFL		Ex		RSD		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.8		4830		SDG		1		1		0		0.8		4830						Com-Indoor-CFLPGERSDExCZ15		Com-Indoor-CFLSCERSDExCZ15		Com-Indoor-CFLSDGRSDExCZ15

		Exterior/None - Restaurant - Sit-Down - 16		Restaurant - Sit-Down		16		Exterior/None		Com-Indoor-CFL		Ex		RSD		CZ16		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0.8		4830		SDG		1		1		0		0		0						Com-Indoor-CFLPGERSDExCZ16		Com-Indoor-CFLSCERSDExCZ16		Com-Indoor-CFLSDGRSDExCZ16

		Exterior/None - Restaurant - Sit-Down - 17		Restaurant - Sit-Down		17		Exterior/None		Com-Indoor-CFL		Ex		RSD		IOU		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0.8		4830		SDG		1		1		0		0.8		4830						Com-Indoor-CFLPGERSDExIOU		Com-Indoor-CFLSCERSDExIOU		Com-Indoor-CFLSDGRSDExIOU

		Exterior/None - Retail - Multistory Large - 01		Retail - Multistory Large		01		Exterior/None		Com-Indoor-CFL		Ex		Rt3		CZ01		Wtd		PGE		1		1		0		0.631		3710		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERt3ExCZ01		Com-Indoor-CFLSCERt3ExCZ01		Com-Indoor-CFLSDGRt3ExCZ01

		Exterior/None - Retail - Multistory Large - 02		Retail - Multistory Large		02		Exterior/None		Com-Indoor-CFL		Ex		Rt3		CZ02		Wtd		PGE		1		1		0		0.631		3710		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERt3ExCZ02		Com-Indoor-CFLSCERt3ExCZ02		Com-Indoor-CFLSDGRt3ExCZ02

		Exterior/None - Retail - Multistory Large - 03		Retail - Multistory Large		03		Exterior/None		Com-Indoor-CFL		Ex		Rt3		CZ03		Wtd		PGE		1		1		0		0.631		3710		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERt3ExCZ03		Com-Indoor-CFLSCERt3ExCZ03		Com-Indoor-CFLSDGRt3ExCZ03

		Exterior/None - Retail - Multistory Large - 04		Retail - Multistory Large		04		Exterior/None		Com-Indoor-CFL		Ex		Rt3		CZ04		Wtd		PGE		1		1		0		0.631		3710		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERt3ExCZ04		Com-Indoor-CFLSCERt3ExCZ04		Com-Indoor-CFLSDGRt3ExCZ04

		Exterior/None - Retail - Multistory Large - 05		Retail - Multistory Large		05		Exterior/None		Com-Indoor-CFL		Ex		Rt3		CZ05		Wtd		PGE		1		1		0		0.631		3710		SCE		1		1		0		0.631		3710		SDG		1		1		0		0		0						Com-Indoor-CFLPGERt3ExCZ05		Com-Indoor-CFLSCERt3ExCZ05		Com-Indoor-CFLSDGRt3ExCZ05

		Exterior/None - Retail - Multistory Large - 06		Retail - Multistory Large		06		Exterior/None		Com-Indoor-CFL		Ex		Rt3		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.631		3710		SDG		1		1		0		0.631		3710						Com-Indoor-CFLPGERt3ExCZ06		Com-Indoor-CFLSCERt3ExCZ06		Com-Indoor-CFLSDGRt3ExCZ06

		Exterior/None - Retail - Multistory Large - 07		Retail - Multistory Large		07		Exterior/None		Com-Indoor-CFL		Ex		Rt3		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.631		3710						Com-Indoor-CFLPGERt3ExCZ07		Com-Indoor-CFLSCERt3ExCZ07		Com-Indoor-CFLSDGRt3ExCZ07

		Exterior/None - Retail - Multistory Large - 08		Retail - Multistory Large		08		Exterior/None		Com-Indoor-CFL		Ex		Rt3		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.631		3710		SDG		1		1		0		0.631		3710						Com-Indoor-CFLPGERt3ExCZ08		Com-Indoor-CFLSCERt3ExCZ08		Com-Indoor-CFLSDGRt3ExCZ08

		Exterior/None - Retail - Multistory Large - 09		Retail - Multistory Large		09		Exterior/None		Com-Indoor-CFL		Ex		Rt3		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.631		3710		SDG		1		1		0		0		0						Com-Indoor-CFLPGERt3ExCZ09		Com-Indoor-CFLSCERt3ExCZ09		Com-Indoor-CFLSDGRt3ExCZ09

		Exterior/None - Retail - Multistory Large - 10		Retail - Multistory Large		10		Exterior/None		Com-Indoor-CFL		Ex		Rt3		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.631		3710		SDG		1		1		0		0.631		3710						Com-Indoor-CFLPGERt3ExCZ10		Com-Indoor-CFLSCERt3ExCZ10		Com-Indoor-CFLSDGRt3ExCZ10

		Exterior/None - Retail - Multistory Large - 11		Retail - Multistory Large		11		Exterior/None		Com-Indoor-CFL		Ex		Rt3		CZ11		Wtd		PGE		1		1		0		0.631		3710		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERt3ExCZ11		Com-Indoor-CFLSCERt3ExCZ11		Com-Indoor-CFLSDGRt3ExCZ11

		Exterior/None - Retail - Multistory Large - 12		Retail - Multistory Large		12		Exterior/None		Com-Indoor-CFL		Ex		Rt3		CZ12		Wtd		PGE		1		1		0		0.631		3710		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERt3ExCZ12		Com-Indoor-CFLSCERt3ExCZ12		Com-Indoor-CFLSDGRt3ExCZ12

		Exterior/None - Retail - Multistory Large - 13		Retail - Multistory Large		13		Exterior/None		Com-Indoor-CFL		Ex		Rt3		CZ13		Wtd		PGE		1		1		0		0.631		3710		SCE		1		1		0		0.631		3710		SDG		1		1		0		0		0						Com-Indoor-CFLPGERt3ExCZ13		Com-Indoor-CFLSCERt3ExCZ13		Com-Indoor-CFLSDGRt3ExCZ13

		Exterior/None - Retail - Multistory Large - 14		Retail - Multistory Large		14		Exterior/None		Com-Indoor-CFL		Ex		Rt3		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.631		3710		SDG		1		1		0		0.631		3710						Com-Indoor-CFLPGERt3ExCZ14		Com-Indoor-CFLSCERt3ExCZ14		Com-Indoor-CFLSDGRt3ExCZ14

		Exterior/None - Retail - Multistory Large - 15		Retail - Multistory Large		15		Exterior/None		Com-Indoor-CFL		Ex		Rt3		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.631		3710		SDG		1		1		0		0.631		3710						Com-Indoor-CFLPGERt3ExCZ15		Com-Indoor-CFLSCERt3ExCZ15		Com-Indoor-CFLSDGRt3ExCZ15

		Exterior/None - Retail - Multistory Large - 16		Retail - Multistory Large		16		Exterior/None		Com-Indoor-CFL		Ex		Rt3		CZ16		Wtd		PGE		1		1		0		0.631		3710		SCE		1		1		0		0.631		3710		SDG		1		1		0		0		0						Com-Indoor-CFLPGERt3ExCZ16		Com-Indoor-CFLSCERt3ExCZ16		Com-Indoor-CFLSDGRt3ExCZ16

		Exterior/None - Retail - Multistory Large - 17		Retail - Multistory Large		17		Exterior/None		Com-Indoor-CFL		Ex		Rt3		IOU		Wtd		PGE		1		1		0		0.631		3710		SCE		1		1		0		0.631		3710		SDG		1		1		0		0.631		3710						Com-Indoor-CFLPGERt3ExIOU		Com-Indoor-CFLSCERt3ExIOU		Com-Indoor-CFLSDGRt3ExIOU

		Exterior/None - Retail - Single-Story Large - 01		Retail - Single-Story Large		01		Exterior/None		Com-Indoor-CFL		Ex		RtL		CZ01		Wtd		PGE		1		1		0		0.689		4350		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtLExCZ01		Com-Indoor-CFLSCERtLExCZ01		Com-Indoor-CFLSDGRtLExCZ01

		Exterior/None - Retail - Single-Story Large - 02		Retail - Single-Story Large		02		Exterior/None		Com-Indoor-CFL		Ex		RtL		CZ02		Wtd		PGE		1		1		0		0.689		4350		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtLExCZ02		Com-Indoor-CFLSCERtLExCZ02		Com-Indoor-CFLSDGRtLExCZ02

		Exterior/None - Retail - Single-Story Large - 03		Retail - Single-Story Large		03		Exterior/None		Com-Indoor-CFL		Ex		RtL		CZ03		Wtd		PGE		1		1		0		0.689		4350		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtLExCZ03		Com-Indoor-CFLSCERtLExCZ03		Com-Indoor-CFLSDGRtLExCZ03

		Exterior/None - Retail - Single-Story Large - 04		Retail - Single-Story Large		04		Exterior/None		Com-Indoor-CFL		Ex		RtL		CZ04		Wtd		PGE		1		1		0		0.689		4350		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtLExCZ04		Com-Indoor-CFLSCERtLExCZ04		Com-Indoor-CFLSDGRtLExCZ04

		Exterior/None - Retail - Single-Story Large - 05		Retail - Single-Story Large		05		Exterior/None		Com-Indoor-CFL		Ex		RtL		CZ05		Wtd		PGE		1		1		0		0.689		4350		SCE		1		1		0		0.689		4350		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtLExCZ05		Com-Indoor-CFLSCERtLExCZ05		Com-Indoor-CFLSDGRtLExCZ05

		Exterior/None - Retail - Single-Story Large - 06		Retail - Single-Story Large		06		Exterior/None		Com-Indoor-CFL		Ex		RtL		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.689		4350		SDG		1		1		0		0.689		4350						Com-Indoor-CFLPGERtLExCZ06		Com-Indoor-CFLSCERtLExCZ06		Com-Indoor-CFLSDGRtLExCZ06

		Exterior/None - Retail - Single-Story Large - 07		Retail - Single-Story Large		07		Exterior/None		Com-Indoor-CFL		Ex		RtL		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.689		4350						Com-Indoor-CFLPGERtLExCZ07		Com-Indoor-CFLSCERtLExCZ07		Com-Indoor-CFLSDGRtLExCZ07

		Exterior/None - Retail - Single-Story Large - 08		Retail - Single-Story Large		08		Exterior/None		Com-Indoor-CFL		Ex		RtL		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.689		4350		SDG		1		1		0		0.689		4350						Com-Indoor-CFLPGERtLExCZ08		Com-Indoor-CFLSCERtLExCZ08		Com-Indoor-CFLSDGRtLExCZ08

		Exterior/None - Retail - Single-Story Large - 09		Retail - Single-Story Large		09		Exterior/None		Com-Indoor-CFL		Ex		RtL		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.689		4350		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtLExCZ09		Com-Indoor-CFLSCERtLExCZ09		Com-Indoor-CFLSDGRtLExCZ09

		Exterior/None - Retail - Single-Story Large - 10		Retail - Single-Story Large		10		Exterior/None		Com-Indoor-CFL		Ex		RtL		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.689		4350		SDG		1		1		0		0.689		4350						Com-Indoor-CFLPGERtLExCZ10		Com-Indoor-CFLSCERtLExCZ10		Com-Indoor-CFLSDGRtLExCZ10

		Exterior/None - Retail - Single-Story Large - 11		Retail - Single-Story Large		11		Exterior/None		Com-Indoor-CFL		Ex		RtL		CZ11		Wtd		PGE		1		1		0		0.689		4350		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtLExCZ11		Com-Indoor-CFLSCERtLExCZ11		Com-Indoor-CFLSDGRtLExCZ11

		Exterior/None - Retail - Single-Story Large - 12		Retail - Single-Story Large		12		Exterior/None		Com-Indoor-CFL		Ex		RtL		CZ12		Wtd		PGE		1		1		0		0.689		4350		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtLExCZ12		Com-Indoor-CFLSCERtLExCZ12		Com-Indoor-CFLSDGRtLExCZ12

		Exterior/None - Retail - Single-Story Large - 13		Retail - Single-Story Large		13		Exterior/None		Com-Indoor-CFL		Ex		RtL		CZ13		Wtd		PGE		1		1		0		0.689		4350		SCE		1		1		0		0.689		4350		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtLExCZ13		Com-Indoor-CFLSCERtLExCZ13		Com-Indoor-CFLSDGRtLExCZ13

		Exterior/None - Retail - Single-Story Large - 14		Retail - Single-Story Large		14		Exterior/None		Com-Indoor-CFL		Ex		RtL		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.689		4350		SDG		1		1		0		0.689		4350						Com-Indoor-CFLPGERtLExCZ14		Com-Indoor-CFLSCERtLExCZ14		Com-Indoor-CFLSDGRtLExCZ14

		Exterior/None - Retail - Single-Story Large - 15		Retail - Single-Story Large		15		Exterior/None		Com-Indoor-CFL		Ex		RtL		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.689		4350		SDG		1		1		0		0.689		4350						Com-Indoor-CFLPGERtLExCZ15		Com-Indoor-CFLSCERtLExCZ15		Com-Indoor-CFLSDGRtLExCZ15

		Exterior/None - Retail - Single-Story Large - 16		Retail - Single-Story Large		16		Exterior/None		Com-Indoor-CFL		Ex		RtL		CZ16		Wtd		PGE		1		1		0		0.689		4350		SCE		1		1		0		0.689		4350		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtLExCZ16		Com-Indoor-CFLSCERtLExCZ16		Com-Indoor-CFLSDGRtLExCZ16

		Exterior/None - Retail - Single-Story Large - 17		Retail - Single-Story Large		17		Exterior/None		Com-Indoor-CFL		Ex		RtL		IOU		Wtd		PGE		1		1		0		0.689		4350		SCE		1		1		0		0.689		4350		SDG		1		1		0		0.689		4350						Com-Indoor-CFLPGERtLExIOU		Com-Indoor-CFLSCERtLExIOU		Com-Indoor-CFLSDGRtLExIOU

		Exterior/None - Retail - Small - 01		Retail - Small		01		Exterior/None		Com-Indoor-CFL		Ex		RtS		CZ01		Wtd		PGE		1		1		0		0.7		4010		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtSExCZ01		Com-Indoor-CFLSCERtSExCZ01		Com-Indoor-CFLSDGRtSExCZ01

		Exterior/None - Retail - Small - 02		Retail - Small		02		Exterior/None		Com-Indoor-CFL		Ex		RtS		CZ02		Wtd		PGE		1		1		0		0.7		4010		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtSExCZ02		Com-Indoor-CFLSCERtSExCZ02		Com-Indoor-CFLSDGRtSExCZ02

		Exterior/None - Retail - Small - 03		Retail - Small		03		Exterior/None		Com-Indoor-CFL		Ex		RtS		CZ03		Wtd		PGE		1		1		0		0.7		4010		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtSExCZ03		Com-Indoor-CFLSCERtSExCZ03		Com-Indoor-CFLSDGRtSExCZ03

		Exterior/None - Retail - Small - 04		Retail - Small		04		Exterior/None		Com-Indoor-CFL		Ex		RtS		CZ04		Wtd		PGE		1		1		0		0.7		4010		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtSExCZ04		Com-Indoor-CFLSCERtSExCZ04		Com-Indoor-CFLSDGRtSExCZ04

		Exterior/None - Retail - Small - 05		Retail - Small		05		Exterior/None		Com-Indoor-CFL		Ex		RtS		CZ05		Wtd		PGE		1		1		0		0.7		4010		SCE		1		1		0		0.7		4010		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtSExCZ05		Com-Indoor-CFLSCERtSExCZ05		Com-Indoor-CFLSDGRtSExCZ05

		Exterior/None - Retail - Small - 06		Retail - Small		06		Exterior/None		Com-Indoor-CFL		Ex		RtS		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7		4010		SDG		1		1		0		0.7		4010						Com-Indoor-CFLPGERtSExCZ06		Com-Indoor-CFLSCERtSExCZ06		Com-Indoor-CFLSDGRtSExCZ06

		Exterior/None - Retail - Small - 07		Retail - Small		07		Exterior/None		Com-Indoor-CFL		Ex		RtS		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.7		4010						Com-Indoor-CFLPGERtSExCZ07		Com-Indoor-CFLSCERtSExCZ07		Com-Indoor-CFLSDGRtSExCZ07

		Exterior/None - Retail - Small - 08		Retail - Small		08		Exterior/None		Com-Indoor-CFL		Ex		RtS		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7		4010		SDG		1		1		0		0.7		4010						Com-Indoor-CFLPGERtSExCZ08		Com-Indoor-CFLSCERtSExCZ08		Com-Indoor-CFLSDGRtSExCZ08

		Exterior/None - Retail - Small - 09		Retail - Small		09		Exterior/None		Com-Indoor-CFL		Ex		RtS		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7		4010		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtSExCZ09		Com-Indoor-CFLSCERtSExCZ09		Com-Indoor-CFLSDGRtSExCZ09

		Exterior/None - Retail - Small - 10		Retail - Small		10		Exterior/None		Com-Indoor-CFL		Ex		RtS		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7		4010		SDG		1		1		0		0.7		4010						Com-Indoor-CFLPGERtSExCZ10		Com-Indoor-CFLSCERtSExCZ10		Com-Indoor-CFLSDGRtSExCZ10

		Exterior/None - Retail - Small - 11		Retail - Small		11		Exterior/None		Com-Indoor-CFL		Ex		RtS		CZ11		Wtd		PGE		1		1		0		0.7		4010		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtSExCZ11		Com-Indoor-CFLSCERtSExCZ11		Com-Indoor-CFLSDGRtSExCZ11

		Exterior/None - Retail - Small - 12		Retail - Small		12		Exterior/None		Com-Indoor-CFL		Ex		RtS		CZ12		Wtd		PGE		1		1		0		0.7		4010		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtSExCZ12		Com-Indoor-CFLSCERtSExCZ12		Com-Indoor-CFLSDGRtSExCZ12

		Exterior/None - Retail - Small - 13		Retail - Small		13		Exterior/None		Com-Indoor-CFL		Ex		RtS		CZ13		Wtd		PGE		1		1		0		0.7		4010		SCE		1		1		0		0.7		4010		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtSExCZ13		Com-Indoor-CFLSCERtSExCZ13		Com-Indoor-CFLSDGRtSExCZ13

		Exterior/None - Retail - Small - 14		Retail - Small		14		Exterior/None		Com-Indoor-CFL		Ex		RtS		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7		4010		SDG		1		1		0		0.7		4010						Com-Indoor-CFLPGERtSExCZ14		Com-Indoor-CFLSCERtSExCZ14		Com-Indoor-CFLSDGRtSExCZ14

		Exterior/None - Retail - Small - 15		Retail - Small		15		Exterior/None		Com-Indoor-CFL		Ex		RtS		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7		4010		SDG		1		1		0		0.7		4010						Com-Indoor-CFLPGERtSExCZ15		Com-Indoor-CFLSCERtSExCZ15		Com-Indoor-CFLSDGRtSExCZ15

		Exterior/None - Retail - Small - 16		Retail - Small		16		Exterior/None		Com-Indoor-CFL		Ex		RtS		CZ16		Wtd		PGE		1		1		0		0.7		4010		SCE		1		1		0		0.7		4010		SDG		1		1		0		0		0						Com-Indoor-CFLPGERtSExCZ16		Com-Indoor-CFLSCERtSExCZ16		Com-Indoor-CFLSDGRtSExCZ16

		Exterior/None - Retail - Small - 17		Retail - Small		17		Exterior/None		Com-Indoor-CFL		Ex		RtS		IOU		Wtd		PGE		1		1		0		0.7		4010		SCE		1		1		0		0.7		4010		SDG		1		1		0		0.7		4010						Com-Indoor-CFLPGERtSExIOU		Com-Indoor-CFLSCERtSExIOU		Com-Indoor-CFLSDGRtSExIOU

		Exterior/None - Storage - Conditioned - 01		Storage - Conditioned		01		Exterior/None		Com-Indoor-CFL		Ex		SCn		CZ01		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGESCnExCZ01		Com-Indoor-CFLSCESCnExCZ01		Com-Indoor-CFLSDGSCnExCZ01

		Exterior/None - Storage - Conditioned - 02		Storage - Conditioned		02		Exterior/None		Com-Indoor-CFL		Ex		SCn		CZ02		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGESCnExCZ02		Com-Indoor-CFLSCESCnExCZ02		Com-Indoor-CFLSDGSCnExCZ02

		Exterior/None - Storage - Conditioned - 03		Storage - Conditioned		03		Exterior/None		Com-Indoor-CFL		Ex		SCn		CZ03		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGESCnExCZ03		Com-Indoor-CFLSCESCnExCZ03		Com-Indoor-CFLSDGSCnExCZ03

		Exterior/None - Storage - Conditioned - 04		Storage - Conditioned		04		Exterior/None		Com-Indoor-CFL		Ex		SCn		CZ04		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGESCnExCZ04		Com-Indoor-CFLSCESCnExCZ04		Com-Indoor-CFLSDGSCnExCZ04

		Exterior/None - Storage - Conditioned - 05		Storage - Conditioned		05		Exterior/None		Com-Indoor-CFL		Ex		SCn		CZ05		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0.575		2760		SDG		1		1		0		0		0						Com-Indoor-CFLPGESCnExCZ05		Com-Indoor-CFLSCESCnExCZ05		Com-Indoor-CFLSDGSCnExCZ05

		Exterior/None - Storage - Conditioned - 06		Storage - Conditioned		06		Exterior/None		Com-Indoor-CFL		Ex		SCn		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.575		2760		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESCnExCZ06		Com-Indoor-CFLSCESCnExCZ06		Com-Indoor-CFLSDGSCnExCZ06

		Exterior/None - Storage - Conditioned - 07		Storage - Conditioned		07		Exterior/None		Com-Indoor-CFL		Ex		SCn		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESCnExCZ07		Com-Indoor-CFLSCESCnExCZ07		Com-Indoor-CFLSDGSCnExCZ07

		Exterior/None - Storage - Conditioned - 08		Storage - Conditioned		08		Exterior/None		Com-Indoor-CFL		Ex		SCn		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.575		2760		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESCnExCZ08		Com-Indoor-CFLSCESCnExCZ08		Com-Indoor-CFLSDGSCnExCZ08

		Exterior/None - Storage - Conditioned - 09		Storage - Conditioned		09		Exterior/None		Com-Indoor-CFL		Ex		SCn		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.575		2760		SDG		1		1		0		0		0						Com-Indoor-CFLPGESCnExCZ09		Com-Indoor-CFLSCESCnExCZ09		Com-Indoor-CFLSDGSCnExCZ09

		Exterior/None - Storage - Conditioned - 10		Storage - Conditioned		10		Exterior/None		Com-Indoor-CFL		Ex		SCn		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.575		2760		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESCnExCZ10		Com-Indoor-CFLSCESCnExCZ10		Com-Indoor-CFLSDGSCnExCZ10

		Exterior/None - Storage - Conditioned - 11		Storage - Conditioned		11		Exterior/None		Com-Indoor-CFL		Ex		SCn		CZ11		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGESCnExCZ11		Com-Indoor-CFLSCESCnExCZ11		Com-Indoor-CFLSDGSCnExCZ11

		Exterior/None - Storage - Conditioned - 12		Storage - Conditioned		12		Exterior/None		Com-Indoor-CFL		Ex		SCn		CZ12		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGESCnExCZ12		Com-Indoor-CFLSCESCnExCZ12		Com-Indoor-CFLSDGSCnExCZ12

		Exterior/None - Storage - Conditioned - 13		Storage - Conditioned		13		Exterior/None		Com-Indoor-CFL		Ex		SCn		CZ13		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0.575		2760		SDG		1		1		0		0		0						Com-Indoor-CFLPGESCnExCZ13		Com-Indoor-CFLSCESCnExCZ13		Com-Indoor-CFLSDGSCnExCZ13

		Exterior/None - Storage - Conditioned - 14		Storage - Conditioned		14		Exterior/None		Com-Indoor-CFL		Ex		SCn		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.575		2760		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESCnExCZ14		Com-Indoor-CFLSCESCnExCZ14		Com-Indoor-CFLSDGSCnExCZ14

		Exterior/None - Storage - Conditioned - 15		Storage - Conditioned		15		Exterior/None		Com-Indoor-CFL		Ex		SCn		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.575		2760		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESCnExCZ15		Com-Indoor-CFLSCESCnExCZ15		Com-Indoor-CFLSDGSCnExCZ15

		Exterior/None - Storage - Conditioned - 16		Storage - Conditioned		16		Exterior/None		Com-Indoor-CFL		Ex		SCn		CZ16		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0.575		2760		SDG		1		1		0		0		0						Com-Indoor-CFLPGESCnExCZ16		Com-Indoor-CFLSCESCnExCZ16		Com-Indoor-CFLSDGSCnExCZ16

		Exterior/None - Storage - Conditioned - 17		Storage - Conditioned		17		Exterior/None		Com-Indoor-CFL		Ex		SCn		IOU		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0.575		2760		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESCnExIOU		Com-Indoor-CFLSCESCnExIOU		Com-Indoor-CFLSDGSCnExIOU

		Exterior/None - Storage - Unconditioned - 01		Storage - Unconditioned		01		Exterior/None		Com-Indoor-CFL		Ex		SUn		CZ01		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGESUnExCZ01		Com-Indoor-CFLSCESUnExCZ01		Com-Indoor-CFLSDGSUnExCZ01

		Exterior/None - Storage - Unconditioned - 02		Storage - Unconditioned		02		Exterior/None		Com-Indoor-CFL		Ex		SUn		CZ02		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGESUnExCZ02		Com-Indoor-CFLSCESUnExCZ02		Com-Indoor-CFLSDGSUnExCZ02

		Exterior/None - Storage - Unconditioned - 03		Storage - Unconditioned		03		Exterior/None		Com-Indoor-CFL		Ex		SUn		CZ03		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGESUnExCZ03		Com-Indoor-CFLSCESUnExCZ03		Com-Indoor-CFLSDGSUnExCZ03

		Exterior/None - Storage - Unconditioned - 04		Storage - Unconditioned		04		Exterior/None		Com-Indoor-CFL		Ex		SUn		CZ04		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGESUnExCZ04		Com-Indoor-CFLSCESUnExCZ04		Com-Indoor-CFLSDGSUnExCZ04

		Exterior/None - Storage - Unconditioned - 05		Storage - Unconditioned		05		Exterior/None		Com-Indoor-CFL		Ex		SUn		CZ05		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0.575		2760		SDG		1		1		0		0		0						Com-Indoor-CFLPGESUnExCZ05		Com-Indoor-CFLSCESUnExCZ05		Com-Indoor-CFLSDGSUnExCZ05

		Exterior/None - Storage - Unconditioned - 06		Storage - Unconditioned		06		Exterior/None		Com-Indoor-CFL		Ex		SUn		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.575		2760		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESUnExCZ06		Com-Indoor-CFLSCESUnExCZ06		Com-Indoor-CFLSDGSUnExCZ06

		Exterior/None - Storage - Unconditioned - 07		Storage - Unconditioned		07		Exterior/None		Com-Indoor-CFL		Ex		SUn		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESUnExCZ07		Com-Indoor-CFLSCESUnExCZ07		Com-Indoor-CFLSDGSUnExCZ07

		Exterior/None - Storage - Unconditioned - 08		Storage - Unconditioned		08		Exterior/None		Com-Indoor-CFL		Ex		SUn		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.575		2760		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESUnExCZ08		Com-Indoor-CFLSCESUnExCZ08		Com-Indoor-CFLSDGSUnExCZ08

		Exterior/None - Storage - Unconditioned - 09		Storage - Unconditioned		09		Exterior/None		Com-Indoor-CFL		Ex		SUn		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.575		2760		SDG		1		1		0		0		0						Com-Indoor-CFLPGESUnExCZ09		Com-Indoor-CFLSCESUnExCZ09		Com-Indoor-CFLSDGSUnExCZ09

		Exterior/None - Storage - Unconditioned - 10		Storage - Unconditioned		10		Exterior/None		Com-Indoor-CFL		Ex		SUn		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.575		2760		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESUnExCZ10		Com-Indoor-CFLSCESUnExCZ10		Com-Indoor-CFLSDGSUnExCZ10

		Exterior/None - Storage - Unconditioned - 11		Storage - Unconditioned		11		Exterior/None		Com-Indoor-CFL		Ex		SUn		CZ11		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGESUnExCZ11		Com-Indoor-CFLSCESUnExCZ11		Com-Indoor-CFLSDGSUnExCZ11

		Exterior/None - Storage - Unconditioned - 12		Storage - Unconditioned		12		Exterior/None		Com-Indoor-CFL		Ex		SUn		CZ12		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGESUnExCZ12		Com-Indoor-CFLSCESUnExCZ12		Com-Indoor-CFLSDGSUnExCZ12

		Exterior/None - Storage - Unconditioned - 13		Storage - Unconditioned		13		Exterior/None		Com-Indoor-CFL		Ex		SUn		CZ13		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0.575		2760		SDG		1		1		0		0		0						Com-Indoor-CFLPGESUnExCZ13		Com-Indoor-CFLSCESUnExCZ13		Com-Indoor-CFLSDGSUnExCZ13

		Exterior/None - Storage - Unconditioned - 14		Storage - Unconditioned		14		Exterior/None		Com-Indoor-CFL		Ex		SUn		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.575		2760		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESUnExCZ14		Com-Indoor-CFLSCESUnExCZ14		Com-Indoor-CFLSDGSUnExCZ14

		Exterior/None - Storage - Unconditioned - 15		Storage - Unconditioned		15		Exterior/None		Com-Indoor-CFL		Ex		SUn		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.575		2760		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESUnExCZ15		Com-Indoor-CFLSCESUnExCZ15		Com-Indoor-CFLSDGSUnExCZ15

		Exterior/None - Storage - Unconditioned - 16		Storage - Unconditioned		16		Exterior/None		Com-Indoor-CFL		Ex		SUn		CZ16		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0.575		2760		SDG		1		1		0		0		0						Com-Indoor-CFLPGESUnExCZ16		Com-Indoor-CFLSCESUnExCZ16		Com-Indoor-CFLSDGSUnExCZ16

		Exterior/None - Storage - Unconditioned - 17		Storage - Unconditioned		17		Exterior/None		Com-Indoor-CFL		Ex		SUn		IOU		Wtd		PGE		1		1		0		0.575		2760		SCE		1		1		0		0.575		2760		SDG		1		1		0		0.575		2760						Com-Indoor-CFLPGESUnExIOU		Com-Indoor-CFLSCESUnExIOU		Com-Indoor-CFLSDGSUnExIOU

		Exterior/None - Transportation - Communication - Utilities - 01		Transportation - Communication - Utilities		01		Exterior/None		Com-Indoor-CFL		Ex		TCU		CZ01		Wtd		PGE		1		1		0		0.646		2816		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGETCUExCZ01		Com-Indoor-CFLSCETCUExCZ01		Com-Indoor-CFLSDGTCUExCZ01

		Exterior/None - Transportation - Communication - Utilities - 02		Transportation - Communication - Utilities		02		Exterior/None		Com-Indoor-CFL		Ex		TCU		CZ02		Wtd		PGE		1		1		0		0.646		2816		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGETCUExCZ02		Com-Indoor-CFLSCETCUExCZ02		Com-Indoor-CFLSDGTCUExCZ02

		Exterior/None - Transportation - Communication - Utilities - 03		Transportation - Communication - Utilities		03		Exterior/None		Com-Indoor-CFL		Ex		TCU		CZ03		Wtd		PGE		1		1		0		0.646		2816		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGETCUExCZ03		Com-Indoor-CFLSCETCUExCZ03		Com-Indoor-CFLSDGTCUExCZ03

		Exterior/None - Transportation - Communication - Utilities - 04		Transportation - Communication - Utilities		04		Exterior/None		Com-Indoor-CFL		Ex		TCU		CZ04		Wtd		PGE		1		1		0		0.646		2816		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGETCUExCZ04		Com-Indoor-CFLSCETCUExCZ04		Com-Indoor-CFLSDGTCUExCZ04

		Exterior/None - Transportation - Communication - Utilities - 05		Transportation - Communication - Utilities		05		Exterior/None		Com-Indoor-CFL		Ex		TCU		CZ05		Wtd		PGE		1		1		0		0.646		2816		SCE		1		1		0		0.646		2816		SDG		1		1		0		0		0						Com-Indoor-CFLPGETCUExCZ05		Com-Indoor-CFLSCETCUExCZ05		Com-Indoor-CFLSDGTCUExCZ05

		Exterior/None - Transportation - Communication - Utilities - 06		Transportation - Communication - Utilities		06		Exterior/None		Com-Indoor-CFL		Ex		TCU		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.646		2816		SDG		1		1		0		0.646		2816						Com-Indoor-CFLPGETCUExCZ06		Com-Indoor-CFLSCETCUExCZ06		Com-Indoor-CFLSDGTCUExCZ06

		Exterior/None - Transportation - Communication - Utilities - 07		Transportation - Communication - Utilities		07		Exterior/None		Com-Indoor-CFL		Ex		TCU		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.646		2816						Com-Indoor-CFLPGETCUExCZ07		Com-Indoor-CFLSCETCUExCZ07		Com-Indoor-CFLSDGTCUExCZ07

		Exterior/None - Transportation - Communication - Utilities - 08		Transportation - Communication - Utilities		08		Exterior/None		Com-Indoor-CFL		Ex		TCU		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.646		2816		SDG		1		1		0		0.646		2816						Com-Indoor-CFLPGETCUExCZ08		Com-Indoor-CFLSCETCUExCZ08		Com-Indoor-CFLSDGTCUExCZ08

		Exterior/None - Transportation - Communication - Utilities - 09		Transportation - Communication - Utilities		09		Exterior/None		Com-Indoor-CFL		Ex		TCU		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.646		2816		SDG		1		1		0		0		0						Com-Indoor-CFLPGETCUExCZ09		Com-Indoor-CFLSCETCUExCZ09		Com-Indoor-CFLSDGTCUExCZ09

		Exterior/None - Transportation - Communication - Utilities - 10		Transportation - Communication - Utilities		10		Exterior/None		Com-Indoor-CFL		Ex		TCU		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.646		2816		SDG		1		1		0		0.646		2816						Com-Indoor-CFLPGETCUExCZ10		Com-Indoor-CFLSCETCUExCZ10		Com-Indoor-CFLSDGTCUExCZ10

		Exterior/None - Transportation - Communication - Utilities - 11		Transportation - Communication - Utilities		11		Exterior/None		Com-Indoor-CFL		Ex		TCU		CZ11		Wtd		PGE		1		1		0		0.646		2816		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGETCUExCZ11		Com-Indoor-CFLSCETCUExCZ11		Com-Indoor-CFLSDGTCUExCZ11

		Exterior/None - Transportation - Communication - Utilities - 12		Transportation - Communication - Utilities		12		Exterior/None		Com-Indoor-CFL		Ex		TCU		CZ12		Wtd		PGE		1		1		0		0.646		2816		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGETCUExCZ12		Com-Indoor-CFLSCETCUExCZ12		Com-Indoor-CFLSDGTCUExCZ12

		Exterior/None - Transportation - Communication - Utilities - 13		Transportation - Communication - Utilities		13		Exterior/None		Com-Indoor-CFL		Ex		TCU		CZ13		Wtd		PGE		1		1		0		0.646		2816		SCE		1		1		0		0.646		2816		SDG		1		1		0		0		0						Com-Indoor-CFLPGETCUExCZ13		Com-Indoor-CFLSCETCUExCZ13		Com-Indoor-CFLSDGTCUExCZ13

		Exterior/None - Transportation - Communication - Utilities - 14		Transportation - Communication - Utilities		14		Exterior/None		Com-Indoor-CFL		Ex		TCU		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.646		2816		SDG		1		1		0		0.646		2816						Com-Indoor-CFLPGETCUExCZ14		Com-Indoor-CFLSCETCUExCZ14		Com-Indoor-CFLSDGTCUExCZ14

		Exterior/None - Transportation - Communication - Utilities - 15		Transportation - Communication - Utilities		15		Exterior/None		Com-Indoor-CFL		Ex		TCU		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.646		2816		SDG		1		1		0		0.646		2816						Com-Indoor-CFLPGETCUExCZ15		Com-Indoor-CFLSCETCUExCZ15		Com-Indoor-CFLSDGTCUExCZ15

		Exterior/None - Transportation - Communication - Utilities - 16		Transportation - Communication - Utilities		16		Exterior/None		Com-Indoor-CFL		Ex		TCU		CZ16		Wtd		PGE		1		1		0		0.646		2816		SCE		1		1		0		0.646		2816		SDG		1		1		0		0		0						Com-Indoor-CFLPGETCUExCZ16		Com-Indoor-CFLSCETCUExCZ16		Com-Indoor-CFLSDGTCUExCZ16

		Exterior/None - Transportation - Communication - Utilities - 17		Transportation - Communication - Utilities		17		Exterior/None		Com-Indoor-CFL		Ex		TCU		IOU		Wtd		PGE		1		1		0		0.646		2816		SCE		1		1		0		0.646		2816		SDG		1		1		0		0.646		2816						Com-Indoor-CFLPGETCUExIOU		Com-Indoor-CFLSCETCUExIOU		Com-Indoor-CFLSDGTCUExIOU

		Exterior/None - Warehouse - Refrigerated - 01		Warehouse - Refrigerated		01		Exterior/None		Com-Indoor-CFL		Ex		WRf		CZ01		Wtd		PGE		1		1		0		0.548		4730		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEWRfExCZ01		Com-Indoor-CFLSCEWRfExCZ01		Com-Indoor-CFLSDGWRfExCZ01

		Exterior/None - Warehouse - Refrigerated - 02		Warehouse - Refrigerated		02		Exterior/None		Com-Indoor-CFL		Ex		WRf		CZ02		Wtd		PGE		1		1		0		0.548		4730		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEWRfExCZ02		Com-Indoor-CFLSCEWRfExCZ02		Com-Indoor-CFLSDGWRfExCZ02

		Exterior/None - Warehouse - Refrigerated - 03		Warehouse - Refrigerated		03		Exterior/None		Com-Indoor-CFL		Ex		WRf		CZ03		Wtd		PGE		1		1		0		0.548		4730		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEWRfExCZ03		Com-Indoor-CFLSCEWRfExCZ03		Com-Indoor-CFLSDGWRfExCZ03

		Exterior/None - Warehouse - Refrigerated - 04		Warehouse - Refrigerated		04		Exterior/None		Com-Indoor-CFL		Ex		WRf		CZ04		Wtd		PGE		1		1		0		0.548		4730		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEWRfExCZ04		Com-Indoor-CFLSCEWRfExCZ04		Com-Indoor-CFLSDGWRfExCZ04

		Exterior/None - Warehouse - Refrigerated - 05		Warehouse - Refrigerated		05		Exterior/None		Com-Indoor-CFL		Ex		WRf		CZ05		Wtd		PGE		1		1		0		0.548		4730		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEWRfExCZ05		Com-Indoor-CFLSCEWRfExCZ05		Com-Indoor-CFLSDGWRfExCZ05

		Exterior/None - Warehouse - Refrigerated - 06		Warehouse - Refrigerated		06		Exterior/None		Com-Indoor-CFL		Ex		WRf		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.548		4730		SDG		1		1		0		0.548		4730						Com-Indoor-CFLPGEWRfExCZ06		Com-Indoor-CFLSCEWRfExCZ06		Com-Indoor-CFLSDGWRfExCZ06

		Exterior/None - Warehouse - Refrigerated - 07		Warehouse - Refrigerated		07		Exterior/None		Com-Indoor-CFL		Ex		WRf		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.548		4730						Com-Indoor-CFLPGEWRfExCZ07		Com-Indoor-CFLSCEWRfExCZ07		Com-Indoor-CFLSDGWRfExCZ07

		Exterior/None - Warehouse - Refrigerated - 08		Warehouse - Refrigerated		08		Exterior/None		Com-Indoor-CFL		Ex		WRf		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.548		4730		SDG		1		1		0		0		0						Com-Indoor-CFLPGEWRfExCZ08		Com-Indoor-CFLSCEWRfExCZ08		Com-Indoor-CFLSDGWRfExCZ08

		Exterior/None - Warehouse - Refrigerated - 09		Warehouse - Refrigerated		09		Exterior/None		Com-Indoor-CFL		Ex		WRf		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.548		4730		SDG		1		1		0		0		0						Com-Indoor-CFLPGEWRfExCZ09		Com-Indoor-CFLSCEWRfExCZ09		Com-Indoor-CFLSDGWRfExCZ09

		Exterior/None - Warehouse - Refrigerated - 10		Warehouse - Refrigerated		10		Exterior/None		Com-Indoor-CFL		Ex		WRf		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.548		4730		SDG		1		1		0		0.548		4730						Com-Indoor-CFLPGEWRfExCZ10		Com-Indoor-CFLSCEWRfExCZ10		Com-Indoor-CFLSDGWRfExCZ10

		Exterior/None - Warehouse - Refrigerated - 11		Warehouse - Refrigerated		11		Exterior/None		Com-Indoor-CFL		Ex		WRf		CZ11		Wtd		PGE		1		1		0		0.548		4730		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEWRfExCZ11		Com-Indoor-CFLSCEWRfExCZ11		Com-Indoor-CFLSDGWRfExCZ11

		Exterior/None - Warehouse - Refrigerated - 12		Warehouse - Refrigerated		12		Exterior/None		Com-Indoor-CFL		Ex		WRf		CZ12		Wtd		PGE		1		1		0		0.548		4730		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-CFLPGEWRfExCZ12		Com-Indoor-CFLSCEWRfExCZ12		Com-Indoor-CFLSDGWRfExCZ12

		Exterior/None - Warehouse - Refrigerated - 13		Warehouse - Refrigerated		13		Exterior/None		Com-Indoor-CFL		Ex		WRf		CZ13		Wtd		PGE		1		1		0		0.548		4730		SCE		1		1		0		0.548		4730		SDG		1		1		0		0		0						Com-Indoor-CFLPGEWRfExCZ13		Com-Indoor-CFLSCEWRfExCZ13		Com-Indoor-CFLSDGWRfExCZ13

		Exterior/None - Warehouse - Refrigerated - 14		Warehouse - Refrigerated		14		Exterior/None		Com-Indoor-CFL		Ex		WRf		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.548		4730		SDG		1		1		0		0		0						Com-Indoor-CFLPGEWRfExCZ14		Com-Indoor-CFLSCEWRfExCZ14		Com-Indoor-CFLSDGWRfExCZ14

		Exterior/None - Warehouse - Refrigerated - 15		Warehouse - Refrigerated		15		Exterior/None		Com-Indoor-CFL		Ex		WRf		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.548		4730		SDG		1		1		0		0		0						Com-Indoor-CFLPGEWRfExCZ15		Com-Indoor-CFLSCEWRfExCZ15		Com-Indoor-CFLSDGWRfExCZ15

		Exterior/None - Warehouse - Refrigerated - 16		Warehouse - Refrigerated		16		Exterior/None		Com-Indoor-CFL		Ex		WRf		CZ16		Wtd		PGE		1		1		0		0.548		4730		SCE		1		1		0		0.548		4730		SDG		1		1		0		0		0						Com-Indoor-CFLPGEWRfExCZ16		Com-Indoor-CFLSCEWRfExCZ16		Com-Indoor-CFLSDGWRfExCZ16

		Exterior/None - Warehouse - Refrigerated - 17		Warehouse - Refrigerated		17		Exterior/None		Com-Indoor-CFL		Ex		WRf		IOU		Wtd		PGE		1		1		0		0.548		4730		SCE		1		1		0		0.548		4730		SDG		1		1		0		0.548		4730						Com-Indoor-CFLPGEWRfExIOU		Com-Indoor-CFLSCEWRfExIOU		Com-Indoor-CFLSDGWRfExIOU

		Exterior/None - Commercial Weighted - 17		Commercial Weighted		17		Exterior/None		Com-Indoor-CFL		Ex		Com		IOU		Wtd		PGE		1		1		0		0.54		3040		SCE		1		1		0		0.581		3070		SDG		1		1		0		0.593		3070						Com-Indoor-CFLPGEComExIOU		Com-Indoor-CFLSCEComExIOU		Com-Indoor-CFLSDGComExIOU

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 01		Residential Mobile Home - Double-Wide		01		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ01		Wtd		PGE		1.02		1.19		-0.00752		0.151		6132		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ01		Res-Indoor-CFLSCEDMoExCZ01		Res-Indoor-CFLSDGDMoExCZ01

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 02		Residential Mobile Home - Double-Wide		02		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ02		Wtd		PGE		1.04		1.22		-0.0056		0.151		6132		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ02		Res-Indoor-CFLSCEDMoExCZ02		Res-Indoor-CFLSDGDMoExCZ02

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 03		Residential Mobile Home - Double-Wide		03		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ03		Wtd		PGE		1.06		1.21		-0.0051		0.151		6132		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ03		Res-Indoor-CFLSCEDMoExCZ03		Res-Indoor-CFLSDGDMoExCZ03

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 04		Residential Mobile Home - Double-Wide		04		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ04		Wtd		PGE		1.07		1.23		-0.0046		0.151		6132		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ04		Res-Indoor-CFLSCEDMoExCZ04		Res-Indoor-CFLSDGDMoExCZ04

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 05		Residential Mobile Home - Double-Wide		05		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ05		Wtd		PGE		1.06		1.2		-0.0049		0.151		6132		SCE		1.09		1.26		-0.0041		0.151		6132		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ05		Res-Indoor-CFLSCEDMoExCZ05		Res-Indoor-CFLSDGDMoExCZ05

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 06		Residential Mobile Home - Double-Wide		06		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.26		-0.0027		0.151		6132		SDG		1.13		1.25		-0.0028		0.151		6132		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ06		Res-Indoor-CFLSCEDMoExCZ06		Res-Indoor-CFLSDGDMoExCZ06

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 07		Residential Mobile Home - Double-Wide		07		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.14		1.25		-0.0023		0.151		6132		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ07		Res-Indoor-CFLSCEDMoExCZ07		Res-Indoor-CFLSDGDMoExCZ07

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 08		Residential Mobile Home - Double-Wide		08		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.28		-0.0024		0.151		6132		SDG		1.14		1.27		-0.0025		0.151		6132		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ08		Res-Indoor-CFLSCEDMoExCZ08		Res-Indoor-CFLSDGDMoExCZ08

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 09		Residential Mobile Home - Double-Wide		09		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.29		-0.0024		0.151		6132		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ09		Res-Indoor-CFLSCEDMoExCZ09		Res-Indoor-CFLSDGDMoExCZ09

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 10		Residential Mobile Home - Double-Wide		10		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.29		-0.0027		0.151		6132		SDG		1.13		1.28		-0.0028		0.151		6132		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ10		Res-Indoor-CFLSCEDMoExCZ10		Res-Indoor-CFLSDGDMoExCZ10

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 11		Residential Mobile Home - Double-Wide		11		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ11		Wtd		PGE		1.06		1.24		-0.0051		0.151		6132		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ11		Res-Indoor-CFLSCEDMoExCZ11		Res-Indoor-CFLSDGDMoExCZ11

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 12		Residential Mobile Home - Double-Wide		12		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ12		Wtd		PGE		1.06		1.24		-0.0052		0.151		6132		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ12		Res-Indoor-CFLSCEDMoExCZ12		Res-Indoor-CFLSDGDMoExCZ12

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 13		Residential Mobile Home - Double-Wide		13		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ13		Wtd		PGE		1.09		1.25		-0.0042		0.151		6132		SCE		1.12		1.32		-0.0035		0.151		6132		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ13		Res-Indoor-CFLSCEDMoExCZ13		Res-Indoor-CFLSDGDMoExCZ13

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 14		Residential Mobile Home - Double-Wide		14		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.31		-0.0037		0.151		6132		SDG		1.09		1.3		-0.0039		0.151		6132		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ14		Res-Indoor-CFLSCEDMoExCZ14		Res-Indoor-CFLSDGDMoExCZ14

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 15		Residential Mobile Home - Double-Wide		15		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.19		1.32		-0.0014		0.151		6132		SDG		1.19		1.32		-0.0014		0.151		6132		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ15		Res-Indoor-CFLSCEDMoExCZ15		Res-Indoor-CFLSDGDMoExCZ15

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 16		Residential Mobile Home - Double-Wide		16		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ16		Wtd		PGE		0.96		1.22		-0.00847		0.151		6132		SCE		0.97		1.28		-0.007		0.151		6132		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ16		Res-Indoor-CFLSCEDMoExCZ16		Res-Indoor-CFLSDGDMoExCZ16

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 17		Residential Mobile Home - Double-Wide		17		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		IOU		Wtd		PGE		1.06		1.23		-0.00508		0.151		6132		SCE		1.15		1.28		-0.0026		0.151		6132		SDG		1.14		1.26		-0.00238		0.151		6132		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExIOU		Res-Indoor-CFLSCEDMoExIOU		Res-Indoor-CFLSDGDMoExIOU

		Res - Interior - Common - Residential Multi-Family - 01		Residential Multi-Family		01		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ01		Wtd		PGE		1.02		1.19		-0.00752		0.151		6132		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ01		Res-Indoor-CFLSCEMFmExCZ01		Res-Indoor-CFLSDGMFmExCZ01

		Res - Interior - Common - Residential Multi-Family - 02		Residential Multi-Family		02		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ02		Wtd		PGE		1.04		1.22		-0.0056		0.151		6132		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ02		Res-Indoor-CFLSCEMFmExCZ02		Res-Indoor-CFLSDGMFmExCZ02

		Res - Interior - Common - Residential Multi-Family - 03		Residential Multi-Family		03		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ03		Wtd		PGE		1.06		1.21		-0.0051		0.151		6132		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ03		Res-Indoor-CFLSCEMFmExCZ03		Res-Indoor-CFLSDGMFmExCZ03

		Res - Interior - Common - Residential Multi-Family - 04		Residential Multi-Family		04		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ04		Wtd		PGE		1.07		1.23		-0.0046		0.151		6132		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ04		Res-Indoor-CFLSCEMFmExCZ04		Res-Indoor-CFLSDGMFmExCZ04

		Res - Interior - Common - Residential Multi-Family - 05		Residential Multi-Family		05		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ05		Wtd		PGE		1.06		1.2		-0.0049		0.151		6132		SCE		1.09		1.26		-0.0041		0.151		6132		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ05		Res-Indoor-CFLSCEMFmExCZ05		Res-Indoor-CFLSDGMFmExCZ05

		Res - Interior - Common - Residential Multi-Family - 06		Residential Multi-Family		06		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.26		-0.0027		0.151		6132		SDG		1.13		1.25		-0.0028		0.151		6132		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ06		Res-Indoor-CFLSCEMFmExCZ06		Res-Indoor-CFLSDGMFmExCZ06

		Res - Interior - Common - Residential Multi-Family - 07		Residential Multi-Family		07		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.14		1.25		-0.0023		0.151		6132		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ07		Res-Indoor-CFLSCEMFmExCZ07		Res-Indoor-CFLSDGMFmExCZ07

		Res - Interior - Common - Residential Multi-Family - 08		Residential Multi-Family		08		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.28		-0.0024		0.151		6132		SDG		1.14		1.27		-0.0025		0.151		6132		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ08		Res-Indoor-CFLSCEMFmExCZ08		Res-Indoor-CFLSDGMFmExCZ08

		Res - Interior - Common - Residential Multi-Family - 09		Residential Multi-Family		09		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.29		-0.0024		0.151		6132		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ09		Res-Indoor-CFLSCEMFmExCZ09		Res-Indoor-CFLSDGMFmExCZ09

		Res - Interior - Common - Residential Multi-Family - 10		Residential Multi-Family		10		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.29		-0.0027		0.151		6132		SDG		1.13		1.28		-0.0028		0.151		6132		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ10		Res-Indoor-CFLSCEMFmExCZ10		Res-Indoor-CFLSDGMFmExCZ10

		Res - Interior - Common - Residential Multi-Family - 11		Residential Multi-Family		11		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ11		Wtd		PGE		1.06		1.24		-0.0051		0.151		6132		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ11		Res-Indoor-CFLSCEMFmExCZ11		Res-Indoor-CFLSDGMFmExCZ11

		Res - Interior - Common - Residential Multi-Family - 12		Residential Multi-Family		12		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ12		Wtd		PGE		1.06		1.24		-0.0052		0.151		6132		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ12		Res-Indoor-CFLSCEMFmExCZ12		Res-Indoor-CFLSDGMFmExCZ12

		Res - Interior - Common - Residential Multi-Family - 13		Residential Multi-Family		13		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ13		Wtd		PGE		1.09		1.25		-0.0042		0.151		6132		SCE		1.12		1.32		-0.0035		0.151		6132		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ13		Res-Indoor-CFLSCEMFmExCZ13		Res-Indoor-CFLSDGMFmExCZ13

		Res - Interior - Common - Residential Multi-Family - 14		Residential Multi-Family		14		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.31		-0.0037		0.151		6132		SDG		1.09		1.3		-0.0039		0.151		6132		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ14		Res-Indoor-CFLSCEMFmExCZ14		Res-Indoor-CFLSDGMFmExCZ14

		Res - Interior - Common - Residential Multi-Family - 15		Residential Multi-Family		15		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.19		1.32		-0.0014		0.151		6132		SDG		1.19		1.32		-0.0014		0.151		6132		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ15		Res-Indoor-CFLSCEMFmExCZ15		Res-Indoor-CFLSDGMFmExCZ15

		Res - Interior - Common - Residential Multi-Family - 16		Residential Multi-Family		16		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ16		Wtd		PGE		0.96		1.22		-0.00847		0.151		6132		SCE		0.97		1.28		-0.007		0.151		6132		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ16		Res-Indoor-CFLSCEMFmExCZ16		Res-Indoor-CFLSDGMFmExCZ16

		Res - Interior - Common - Residential Multi-Family - 17		Residential Multi-Family		17		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		IOU		Wtd		PGE		1.06		1.23		-0.00508		0.151		6132		SCE		1.15		1.28		-0.0026		0.151		6132		SDG		1.14		1.26		-0.00238		0.151		6132		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExIOU		Res-Indoor-CFLSCEMFmExIOU		Res-Indoor-CFLSDGMFmExIOU

		Res - Interior - Common - Residential Single Family - 01		Residential Single Family		01		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ01		Wtd		PGE		0.97		1.01		-0.0311		0.049		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ01		Res-Indoor-CFLSCESFmExCZ01		Res-Indoor-CFLSDGSFmExCZ01

		Res - Interior - Common - Residential Single Family - 02		Residential Single Family		02		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ02		Wtd		PGE		0.99		1.26		-0.027		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ02		Res-Indoor-CFLSCESFmExCZ02		Res-Indoor-CFLSDGSFmExCZ02

		Res - Interior - Common - Residential Single Family - 03		Residential Single Family		03		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ03		Wtd		PGE		0.97		1.08		-0.0311		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ03		Res-Indoor-CFLSCESFmExCZ03		Res-Indoor-CFLSDGSFmExCZ03

		Res - Interior - Common - Residential Single Family - 04		Residential Single Family		04		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ04		Wtd		PGE		1.02		1.35		-0.024		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ04		Res-Indoor-CFLSCESFmExCZ04		Res-Indoor-CFLSDGSFmExCZ04

		Res - Interior - Common - Residential Single Family - 05		Residential Single Family		05		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ05		Wtd		PGE		0.97		1.08		-0.0331		0.047		541		SCE		0.98		1.12		-0.032		0.047		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ05		Res-Indoor-CFLSCESFmExCZ05		Res-Indoor-CFLSDGSFmExCZ05

		Res - Interior - Common - Residential Single Family - 06		Residential Single Family		06		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.02		1.19		-0.022		0.043		541		SDG		1.03		1.19		-0.022		0.043		541						Res-Indoor-CFLPGESFmExCZ06		Res-Indoor-CFLSCESFmExCZ06		Res-Indoor-CFLSDGSFmExCZ06

		Res - Interior - Common - Residential Single Family - 07		Residential Single Family		07		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.02		1.11		-0.018		0.047		541						Res-Indoor-CFLPGESFmExCZ07		Res-Indoor-CFLSCESFmExCZ07		Res-Indoor-CFLSDGSFmExCZ07

		Res - Interior - Common - Residential Single Family - 08		Residential Single Family		08		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.05		1.26		-0.018		0.047		541		SDG		1.08		1.42		-0.019		0.047		541						Res-Indoor-CFLPGESFmExCZ08		Res-Indoor-CFLSCESFmExCZ08		Res-Indoor-CFLSDGSFmExCZ08

		Res - Interior - Common - Residential Single Family - 09		Residential Single Family		09		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.49		-0.0211		0.045		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ09		Res-Indoor-CFLSCESFmExCZ09		Res-Indoor-CFLSDGSFmExCZ09

		Res - Interior - Common - Residential Single Family - 10		Residential Single Family		10		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.64		-0.0211		0.043		541		SDG		1.07		1.49		-0.0211		0.043		541						Res-Indoor-CFLPGESFmExCZ10		Res-Indoor-CFLSCESFmExCZ10		Res-Indoor-CFLSDGSFmExCZ10

		Res - Interior - Common - Residential Single Family - 11		Residential Single Family		11		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ11		Wtd		PGE		1.09		1.6		-0.024		0.044		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ11		Res-Indoor-CFLSCESFmExCZ11		Res-Indoor-CFLSDGSFmExCZ11

		Res - Interior - Common - Residential Single Family - 12		Residential Single Family		12		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ12		Wtd		PGE		1.06		1.53		-0.025		0.045		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ12		Res-Indoor-CFLSCESFmExCZ12		Res-Indoor-CFLSDGSFmExCZ12

		Res - Interior - Common - Residential Single Family - 13		Residential Single Family		13		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ13		Wtd		PGE		1.11		1.56		-0.022		0.045		541		SCE		1.11		1.56		-0.022		0.045		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ13		Res-Indoor-CFLSCESFmExCZ13		Res-Indoor-CFLSDGSFmExCZ13

		Res - Interior - Common - Residential Single Family - 14		Residential Single Family		14		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.47		-0.025		0.043		541		SDG		1.09		1.36		-0.0229		0.043		541						Res-Indoor-CFLPGESFmExCZ14		Res-Indoor-CFLSCESFmExCZ14		Res-Indoor-CFLSDGSFmExCZ14

		Res - Interior - Common - Residential Single Family - 15		Residential Single Family		15		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.21		1.63		-0.014		0.044		541		SDG		1.21		1.68		-0.013		0.044		541						Res-Indoor-CFLPGESFmExCZ15		Res-Indoor-CFLSCESFmExCZ15		Res-Indoor-CFLSDGSFmExCZ15

		Res - Interior - Common - Residential Single Family - 16		Residential Single Family		16		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ16		Wtd		PGE		1		1.35		-0.036		0.045		541		SCE		1.01		1.41		-0.036		0.045		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ16		Res-Indoor-CFLSCESFmExCZ16		Res-Indoor-CFLSDGSFmExCZ16

		Res - Interior - Common - Residential Single Family - 17		Residential Single Family		17		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		IOU		Wtd		PGE		1.03		1.36		-0.0266		0.0441		541		SCE		1.08		1.42		-0.0214		0.0445		541		SDG		1.04		1.23		-0.0192		0.0454		541						Res-Indoor-CFLPGESFmExIOU		Res-Indoor-CFLSCESFmExIOU		Res-Indoor-CFLSDGSFmExIOU

		Res - Interior - Common - Residential Weighted - 17		Residential Weighted		17		Res - Interior - Common		Res-Indoor-CFL		Ex		Res		IOU		Wtd		PGE		1.0221		1.3267		-0.02722		0.0441		541		SCE		1.0745		1.398		-0.02137		0.0444		541		SDG		1.0346		1.2339		-0.01939		0.0455		541						Res-Indoor-CFLPGEResExIOU		Res-Indoor-CFLSCEResExIOU		Res-Indoor-CFLSDGResExIOU

		Res - Interior - Dwelling - Residential Mobile Home - Double-Wide		Residential Mobile Home - Double-Wide		N/A		Res - Interior - Dwelling		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		6132		SCE		N/A		N/A		N/A		N/A		6132		SDG		N/A		N/A		N/A		N/A		6132		Operating hours have been mapped to Lodging - Motel.				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Interior - Dwelling - Residential Multi-Family		Residential Multi-Family		N/A		Res - Interior - Dwelling		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		6132		SCE		N/A		N/A		N/A		N/A		6132		SDG		N/A		N/A		N/A		N/A		6132		Operating hours have been mapped to Lodging - Motel.				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Interior - Dwelling - Residential Single Family		Residential Single Family		N/A		Res - Interior - Dwelling		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		541		SCE		N/A		N/A		N/A		N/A		541		SDG		N/A		N/A		N/A		N/A		541						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Interior - Common - Residential Mobile Home - Double-Wide		Residential Mobile Home - Double-Wide		N/A		Res - Interior - Common		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		6132		SCE		N/A		N/A		N/A		N/A		6132		SDG		N/A		N/A		N/A		N/A		6132		Operating hours have been mapped to Lodging - Motel.				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Interior - Common - Residential Multi-Family		Residential Multi-Family		N/A		Res - Interior - Common		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		6132		SCE		N/A		N/A		N/A		N/A		6132		SDG		N/A		N/A		N/A		N/A		6132		Operating hours have been mapped to Lodging - Motel.				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Interior - Common - Residential Single Family		Residential Single Family		N/A		Res - Interior - Common		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		541		SCE		N/A		N/A		N/A		N/A		541		SDG		N/A		N/A		N/A		N/A		541						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Exterior - Dwelling - Residential Mobile Home - Double-Wide		Residential Mobile Home - Double-Wide		N/A		Res - Exterior - Dwelling		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		1248.3		SCE		N/A		N/A		N/A		N/A		1248.3		SDG		N/A		N/A		N/A		N/A		1248.3		DEER2011				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Exterior - Dwelling - Residential Multi-Family		Residential Multi-Family		N/A		Res - Exterior - Dwelling		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		1248.3		SCE		N/A		N/A		N/A		N/A		1248.3		SDG		N/A		N/A		N/A		N/A		1248.3		DEER2011				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Exterior - Dwelling - Residential Single Family		Residential Single Family		N/A		Res - Exterior - Dwelling		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		1248.3		SCE		N/A		N/A		N/A		N/A		1248.3		SDG		N/A		N/A		N/A		N/A		1248.3		DEER2011				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Exterior - Common - Residential Mobile Home - Double-Wide		Residential Mobile Home - Double-Wide		N/A		Res - Exterior - Common		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		3390.3		SCE		N/A		N/A		N/A		N/A		3390.3		SDG		N/A		N/A		N/A		N/A		3390.3		06-08 Impact Study				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Exterior - Common - Residential Multi-Family		Residential Multi-Family		N/A		Res - Exterior - Common		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		3390.3		SCE		N/A		N/A		N/A		N/A		3390.3		SDG		N/A		N/A		N/A		N/A		3390.3		06-08 Impact Study				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Exterior - Common - Residential Single Family		Residential Single Family		N/A		Res - Exterior - Common		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		1248.3		SCE		N/A		N/A		N/A		N/A		1248.3		SDG		N/A		N/A		N/A		N/A		1248.3		DEER2011				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		12 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		4380		SCE		N/A		N/A		N/A		N/A		4380		SDG		N/A		N/A		N/A		N/A		4380						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		14 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		5110		SCE		N/A		N/A		N/A		N/A		5110		SDG		N/A		N/A		N/A		N/A		5110						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		16 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		5840		SCE		N/A		N/A		N/A		N/A		5840		SDG		N/A		N/A		N/A		N/A		5840						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		18 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		6570		SCE		N/A		N/A		N/A		N/A		6570		SDG		N/A		N/A		N/A		N/A		6570						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		20 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		7300		SCE		N/A		N/A		N/A		N/A		7300		SDG		N/A		N/A		N/A		N/A		7300						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		22 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		8030		SCE		N/A		N/A		N/A		N/A		8030		SDG		N/A		N/A		N/A		N/A		8030						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		24 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		8760		SCE		N/A		N/A		N/A		N/A		8760		SDG		N/A		N/A		N/A		N/A		8760						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A





Non-CFL IE v2.0

		Vlookup Tabs		SCE Syntax on building Name		vlookup CZ		VersionSrc		Technology		BldgVint		BldgType		BldgLoc		BldgHVAC		IOU		kWh/kWh		kW/kW		therm/kWh		Coincidence Diversity		Operating Hours		IOU		kWh/kWh		kW/kW		therm/kWh		Coincidence Diversity		Operating Hours		IOU		kWh/kWh		kW/kW		therm/kWh		Coincidence Diversity		Operating Hours						PGE Lookup		SCE Lookup		SDG Lookup

		Residential Mobile Home - Double-Wide - 01		Residential Mobile Home - Double-Wide		01		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ01		Wtd		PGE		0.96		1.07		-0.0261		0.049		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ01		Res-Indoor-CFLSCEDMoExCZ01		Res-Indoor-CFLSDGDMoExCZ01

		Residential Mobile Home - Double-Wide - 02		Residential Mobile Home - Double-Wide		02		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ02		Wtd		PGE		1.09		1.77		-0.0211		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ02		Res-Indoor-CFLSCEDMoExCZ02		Res-Indoor-CFLSDGDMoExCZ02

		Residential Mobile Home - Double-Wide - 03		Residential Mobile Home - Double-Wide		03		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ03		Wtd		PGE		1.03		1.46		-0.022		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ03		Res-Indoor-CFLSCEDMoExCZ03		Res-Indoor-CFLSDGDMoExCZ03

		Residential Mobile Home - Double-Wide - 04		Residential Mobile Home - Double-Wide		04		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ04		Wtd		PGE		1.12		1.59		-0.019		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ04		Res-Indoor-CFLSCEDMoExCZ04		Res-Indoor-CFLSDGDMoExCZ04

		Residential Mobile Home - Double-Wide - 05		Residential Mobile Home - Double-Wide		05		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ05		Wtd		PGE		0.97		1.12		-0.025		0.047		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ05		Res-Indoor-CFLSCEDMoExCZ05		Res-Indoor-CFLSDGDMoExCZ05

		Residential Mobile Home - Double-Wide - 06		Residential Mobile Home - Double-Wide		06		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.04		1.18		-0.016		0.043		541		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ06		Res-Indoor-CFLSCEDMoExCZ06		Res-Indoor-CFLSDGDMoExCZ06

		Residential Mobile Home - Double-Wide - 07		Residential Mobile Home - Double-Wide		07		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.03		1.21		-0.015		0.047		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ07		Res-Indoor-CFLSCEDMoExCZ07		Res-Indoor-CFLSDGDMoExCZ07

		Residential Mobile Home - Double-Wide - 08		Residential Mobile Home - Double-Wide		08		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.21		1.57		-0.016		0.047		541		SDG		1.15		1.44		-0.015		0.047		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ08		Res-Indoor-CFLSCEDMoExCZ08		Res-Indoor-CFLSDGDMoExCZ08

		Residential Mobile Home - Double-Wide - 09		Residential Mobile Home - Double-Wide		09		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.62		-0.017		0.045		541		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ09		Res-Indoor-CFLSCEDMoExCZ09		Res-Indoor-CFLSDGDMoExCZ09

		Residential Mobile Home - Double-Wide - 10		Residential Mobile Home - Double-Wide		10		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.24		1.8		-0.015		0.043		541		SDG		1.2		1.67		-0.015		0.043		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ10		Res-Indoor-CFLSCEDMoExCZ10		Res-Indoor-CFLSDGDMoExCZ10

		Residential Mobile Home - Double-Wide - 11		Residential Mobile Home - Double-Wide		11		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ11		Wtd		PGE		1.15		1.75		-0.022		0.044		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ11		Res-Indoor-CFLSCEDMoExCZ11		Res-Indoor-CFLSDGDMoExCZ11

		Residential Mobile Home - Double-Wide - 12		Residential Mobile Home - Double-Wide		12		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ12		Wtd		PGE		1.14		1.79		-0.02		0.045		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ12		Res-Indoor-CFLSCEDMoExCZ12		Res-Indoor-CFLSDGDMoExCZ12

		Residential Mobile Home - Double-Wide - 13		Residential Mobile Home - Double-Wide		13		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ13		Wtd		PGE		1.19		1.76		-0.018		0.045		541		SCE		1.21		1.82		-0.018		0.045		541		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ13		Res-Indoor-CFLSCEDMoExCZ13		Res-Indoor-CFLSDGDMoExCZ13

		Residential Mobile Home - Double-Wide - 14		Residential Mobile Home - Double-Wide		14		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.23		1.6		-0.018		0.043		541		SDG		1.02		1.12		-0.017		0.043		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ14		Res-Indoor-CFLSCEDMoExCZ14		Res-Indoor-CFLSDGDMoExCZ14

		Residential Mobile Home - Double-Wide - 15		Residential Mobile Home - Double-Wide		15		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.35		1.65		-0.011		0.044		541		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ15		Res-Indoor-CFLSCEDMoExCZ15		Res-Indoor-CFLSDGDMoExCZ15

		Residential Mobile Home - Double-Wide - 16		Residential Mobile Home - Double-Wide		16		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ16		Wtd		PGE		1		1.4		-0.0311		0.045		541		SCE		1.05		1.68		-0.0311		0.045		541		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ16		Res-Indoor-CFLSCEDMoExCZ16		Res-Indoor-CFLSDGDMoExCZ16

		Residential Mobile Home - Double-Wide - 17		Residential Mobile Home - Double-Wide		17		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		IOU		Wtd		PGE		1.11		1.66		-0.0214		0.0444		541		SCE		1.18		1.61		-0.0173		0.0442		541		SDG		1.11		1.42		-0.015		0.0451		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExIOU		Res-Indoor-CFLSCEDMoExIOU		Res-Indoor-CFLSDGDMoExIOU

		Residential Multi-Family - 01		Residential Multi-Family		01		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ01		Wtd		PGE		0.92		1.01		-0.027		0.049		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ01		Res-Indoor-CFLSCEMFmExCZ01		Res-Indoor-CFLSDGMFmExCZ01

		Residential Multi-Family - 02		Residential Multi-Family		02		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ02		Wtd		PGE		0.97		1.22		-0.0211		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ02		Res-Indoor-CFLSCEMFmExCZ02		Res-Indoor-CFLSDGMFmExCZ02

		Residential Multi-Family - 03		Residential Multi-Family		03		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ03		Wtd		PGE		0.94		1.03		-0.0229		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ03		Res-Indoor-CFLSCEMFmExCZ03		Res-Indoor-CFLSDGMFmExCZ03

		Residential Multi-Family - 04		Residential Multi-Family		04		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ04		Wtd		PGE		0.99		1.21		-0.019		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ04		Res-Indoor-CFLSCEMFmExCZ04		Res-Indoor-CFLSDGMFmExCZ04

		Residential Multi-Family - 05		Residential Multi-Family		05		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ05		Wtd		PGE		0.96		1.06		-0.022		0.047		541		SCE		1		1.01		-0.0261		0.047		541		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ05		Res-Indoor-CFLSCEMFmExCZ05		Res-Indoor-CFLSDGMFmExCZ05

		Residential Multi-Family - 06		Residential Multi-Family		06		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1		1.12		-0.017		0.043		541		SDG		1.01		1.13		-0.017		0.043		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ06		Res-Indoor-CFLSCEMFmExCZ06		Res-Indoor-CFLSDGMFmExCZ06

		Residential Multi-Family - 07		Residential Multi-Family		07		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1		1.13		-0.014		0.047		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ07		Res-Indoor-CFLSCEMFmExCZ07		Res-Indoor-CFLSDGMFmExCZ07

		Residential Multi-Family - 08		Residential Multi-Family		08		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.04		1.26		-0.014		0.047		541		SDG		1.07		1.34		-0.013		0.047		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ08		Res-Indoor-CFLSCEMFmExCZ08		Res-Indoor-CFLSDGMFmExCZ08

		Residential Multi-Family - 09		Residential Multi-Family		09		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.4		-0.014		0.045		541		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ09		Res-Indoor-CFLSCEMFmExCZ09		Res-Indoor-CFLSDGMFmExCZ09

		Residential Multi-Family - 10		Residential Multi-Family		10		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.5		-0.015		0.043		541		SDG		1.06		1.45		-0.015		0.043		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ10		Res-Indoor-CFLSCEMFmExCZ10		Res-Indoor-CFLSDGMFmExCZ10

		Residential Multi-Family - 11		Residential Multi-Family		11		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ11		Wtd		PGE		1.08		1.55		-0.018		0.044		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ11		Res-Indoor-CFLSCEMFmExCZ11		Res-Indoor-CFLSDGMFmExCZ11

		Residential Multi-Family - 12		Residential Multi-Family		12		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ12		Wtd		PGE		1.04		1.48		-0.02		0.045		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ12		Res-Indoor-CFLSCEMFmExCZ12		Res-Indoor-CFLSDGMFmExCZ12

		Residential Multi-Family - 13		Residential Multi-Family		13		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ13		Wtd		PGE		1.1		1.44		-0.017		0.045		541		SCE		1.1		1.41		-0.016		0.045		541		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ13		Res-Indoor-CFLSCEMFmExCZ13		Res-Indoor-CFLSDGMFmExCZ13

		Residential Multi-Family - 14		Residential Multi-Family		14		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.44		-0.017		0.043		541		SDG		1.13		1.42		-0.017		0.043		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ14		Res-Indoor-CFLSCEMFmExCZ14		Res-Indoor-CFLSDGMFmExCZ14

		Residential Multi-Family - 15		Residential Multi-Family		15		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.22		1.45		-0.0086		0.044		541		SDG		1.22		1.45		-0.00889		0.044		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ15		Res-Indoor-CFLSCEMFmExCZ15		Res-Indoor-CFLSDGMFmExCZ15

		Residential Multi-Family - 16		Residential Multi-Family		16		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ16		Wtd		PGE		1		1.31		-0.024		0.045		541		SCE		1		1.35		-0.024		0.045		541		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ16		Res-Indoor-CFLSCEMFmExCZ16		Res-Indoor-CFLSDGMFmExCZ16

		Residential Multi-Family - 17		Residential Multi-Family		17		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		IOU		Wtd		PGE		0.99		1.21		-0.0209		0.0437		541		SCE		1.05		1.28		-0.0151		0.0446		541		SDG		1.02		1.2		-0.0143		0.046		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExIOU		Res-Indoor-CFLSCEMFmExIOU		Res-Indoor-CFLSDGMFmExIOU

		Residential Single Family - 01		Residential Single Family		01		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ01		Wtd		PGE		0.97		1.01		-0.0311		0.049		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ01		Res-Indoor-CFLSCESFmExCZ01		Res-Indoor-CFLSDGSFmExCZ01

		Residential Single Family - 02		Residential Single Family		02		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ02		Wtd		PGE		0.99		1.26		-0.027		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ02		Res-Indoor-CFLSCESFmExCZ02		Res-Indoor-CFLSDGSFmExCZ02

		Residential Single Family - 03		Residential Single Family		03		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ03		Wtd		PGE		0.97		1.08		-0.0311		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ03		Res-Indoor-CFLSCESFmExCZ03		Res-Indoor-CFLSDGSFmExCZ03

		Residential Single Family - 04		Residential Single Family		04		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ04		Wtd		PGE		1.02		1.35		-0.024		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ04		Res-Indoor-CFLSCESFmExCZ04		Res-Indoor-CFLSDGSFmExCZ04

		Residential Single Family - 05		Residential Single Family		05		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ05		Wtd		PGE		0.97		1.08		-0.0331		0.047		541		SCE		0.98		1.12		-0.032		0.047		541		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ05		Res-Indoor-CFLSCESFmExCZ05		Res-Indoor-CFLSDGSFmExCZ05

		Residential Single Family - 06		Residential Single Family		06		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.02		1.19		-0.022		0.043		541		SDG		1.03		1.19		-0.022		0.043		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ06		Res-Indoor-CFLSCESFmExCZ06		Res-Indoor-CFLSDGSFmExCZ06

		Residential Single Family - 07		Residential Single Family		07		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.02		1.11		-0.018		0.047		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ07		Res-Indoor-CFLSCESFmExCZ07		Res-Indoor-CFLSDGSFmExCZ07

		Residential Single Family - 08		Residential Single Family		08		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.05		1.26		-0.018		0.047		541		SDG		1.08		1.42		-0.019		0.047		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ08		Res-Indoor-CFLSCESFmExCZ08		Res-Indoor-CFLSDGSFmExCZ08

		Residential Single Family - 09		Residential Single Family		09		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.49		-0.0211		0.045		541		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ09		Res-Indoor-CFLSCESFmExCZ09		Res-Indoor-CFLSDGSFmExCZ09

		Residential Single Family - 10		Residential Single Family		10		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.64		-0.0211		0.043		541		SDG		1.07		1.49		-0.0211		0.043		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ10		Res-Indoor-CFLSCESFmExCZ10		Res-Indoor-CFLSDGSFmExCZ10

		Residential Single Family - 11		Residential Single Family		11		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ11		Wtd		PGE		1.09		1.6		-0.024		0.044		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ11		Res-Indoor-CFLSCESFmExCZ11		Res-Indoor-CFLSDGSFmExCZ11

		Residential Single Family - 12		Residential Single Family		12		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ12		Wtd		PGE		1.06		1.53		-0.025		0.045		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ12		Res-Indoor-CFLSCESFmExCZ12		Res-Indoor-CFLSDGSFmExCZ12

		Residential Single Family - 13		Residential Single Family		13		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ13		Wtd		PGE		1.11		1.56		-0.022		0.045		541		SCE		1.11		1.56		-0.022		0.045		541		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ13		Res-Indoor-CFLSCESFmExCZ13		Res-Indoor-CFLSDGSFmExCZ13

		Residential Single Family - 14		Residential Single Family		14		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.47		-0.025		0.043		541		SDG		1.09		1.36		-0.0229		0.043		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ14		Res-Indoor-CFLSCESFmExCZ14		Res-Indoor-CFLSDGSFmExCZ14

		Residential Single Family - 15		Residential Single Family		15		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.21		1.63		-0.014		0.044		541		SDG		1.21		1.68		-0.013		0.044		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ15		Res-Indoor-CFLSCESFmExCZ15		Res-Indoor-CFLSDGSFmExCZ15

		Residential Single Family - 16		Residential Single Family		16		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ16		Wtd		PGE		1		1.35		-0.036		0.045		541		SCE		1.01		1.41		-0.036		0.045		541		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ16		Res-Indoor-CFLSCESFmExCZ16		Res-Indoor-CFLSDGSFmExCZ16

		Residential Single Family - 17		Residential Single Family		17		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		IOU		Wtd		PGE		1.03		1.36		-0.0266		0.0441		541		SCE		1.08		1.42		-0.0214		0.0445		541		SDG		1.04		1.23		-0.0192		0.0454		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExIOU		Res-Indoor-CFLSCESFmExIOU		Res-Indoor-CFLSDGSFmExIOU

		Residential Weighted - 17		Residential Weighted		17		DO8 v3.02		Res-Indoor-CFL		Ex		Res		IOU		Wtd		PGE		1.02		1.33		-0.0248		0.044		541		SCE		1.07		1.39		-0.0196		0.0445		541		SDG		1.04		1.23		-0.0175		0.0456		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEResExIOU		Res-Indoor-CFLSCEResExIOU		Res-Indoor-CFLSDGResExIOU

		Agricultural - 01		Agricultural		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		Agr		CZ01		Wtd		PGE		1		1.068		-0.004094		0.7885		3257		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ01		Com-Indoor-LF+HIDSCEAgrExCZ01		Com-Indoor-LF+HIDSDGAgrExCZ01

		Agricultural - 02		Agricultural		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		Agr		CZ02		Wtd		PGE		1.022		1.085		-0.002686		0.7885		3257		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ02		Com-Indoor-LF+HIDSCEAgrExCZ02		Com-Indoor-LF+HIDSDGAgrExCZ02

		Agricultural - 03		Agricultural		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		Agr		CZ03		Wtd		PGE		1.027		1.09		-0.002274		0.7885		3257		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ03		Com-Indoor-LF+HIDSCEAgrExCZ03		Com-Indoor-LF+HIDSDGAgrExCZ03

		Agricultural - 04		Agricultural		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		Agr		CZ04		Wtd		PGE		1.032		1.09		-0.002156		0.7885		3257		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ04		Com-Indoor-LF+HIDSCEAgrExCZ04		Com-Indoor-LF+HIDSDGAgrExCZ04

		Agricultural - 05		Agricultural		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		Agr		CZ05		Wtd		PGE		1.029		1.08		-0.00164		0.7885		3257		SCE		1.045		1.11		-0.001624		0.7885		3257		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ05		Com-Indoor-LF+HIDSCEAgrExCZ05		Com-Indoor-LF+HIDSDGAgrExCZ05

		Agricultural - 06		Agricultural		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		Agr		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.055		1.111		-0.00089		0.7885		3257		SDG		1.048		1.106		-0.0009298		0.7885		3257						Com-Indoor-LF+HIDPGEAgrExCZ06		Com-Indoor-LF+HIDSCEAgrExCZ06		Com-Indoor-LF+HIDSDGAgrExCZ06

		Agricultural - 07		Agricultural		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		Agr		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.053		1.109		-0.0006002		0.7885		3257						Com-Indoor-LF+HIDPGEAgrExCZ07		Com-Indoor-LF+HIDSCEAgrExCZ07		Com-Indoor-LF+HIDSDGAgrExCZ07

		Agricultural - 08		Agricultural		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		Agr		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.065		1.113		-0.00073		0.7885		3257		SDG		1.057		1.111		-0.0007298		0.7885		3257						Com-Indoor-LF+HIDPGEAgrExCZ08		Com-Indoor-LF+HIDSCEAgrExCZ08		Com-Indoor-LF+HIDSDGAgrExCZ08

		Agricultural - 09		Agricultural		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		Agr		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.069		1.118		-0.00066		0.7885		3257		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ09		Com-Indoor-LF+HIDSCEAgrExCZ09		Com-Indoor-LF+HIDSDGAgrExCZ09

		Agricultural - 10		Agricultural		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		Agr		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.051		1.107		-0.00076		0.7885		3257		SDG		1.057		1.111		-0.0007398		0.7885		3257						Com-Indoor-LF+HIDPGEAgrExCZ10		Com-Indoor-LF+HIDSCEAgrExCZ10		Com-Indoor-LF+HIDSDGAgrExCZ10

		Agricultural - 11		Agricultural		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		Agr		CZ11		Wtd		PGE		1.022		1.091		-0.003094		0.7885		3257		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ11		Com-Indoor-LF+HIDSCEAgrExCZ11		Com-Indoor-LF+HIDSDGAgrExCZ11

		Agricultural - 12		Agricultural		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		Agr		CZ12		Wtd		PGE		1.027		1.09		-0.002865		0.7885		3257		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ12		Com-Indoor-LF+HIDSCEAgrExCZ12		Com-Indoor-LF+HIDSDGAgrExCZ12

		Agricultural - 13		Agricultural		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		Agr		CZ13		Wtd		PGE		1.038		1.092		-0.00217		0.7885		3257		SCE		1.045		1.118		-0.00216		0.7885		3257		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ13		Com-Indoor-LF+HIDSCEAgrExCZ13		Com-Indoor-LF+HIDSDGAgrExCZ13

		Agricultural - 14		Agricultural		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		Agr		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.036		1.116		-0.002584		0.7885		3257		SDG		1.037		1.123		-0.002676		0.7885		3257						Com-Indoor-LF+HIDPGEAgrExCZ14		Com-Indoor-LF+HIDSCEAgrExCZ14		Com-Indoor-LF+HIDSDGAgrExCZ14

		Agricultural - 15		Agricultural		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		Agr		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.076		1.11		-0.0003802		0.7885		3257		SDG		1.086		1.113		-0.0003504		0.7885		3257						Com-Indoor-LF+HIDPGEAgrExCZ15		Com-Indoor-LF+HIDSCEAgrExCZ15		Com-Indoor-LF+HIDSDGAgrExCZ15

		Agricultural - 16		Agricultural		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		Agr		CZ16		Wtd		PGE		0.991		1.087		-0.005669		0.7885		3257		SCE		0.992		1.108		-0.005599		0.7885		3257		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ16		Com-Indoor-LF+HIDSCEAgrExCZ16		Com-Indoor-LF+HIDSDGAgrExCZ16

		Agricultural - 17		Agricultural		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		Agr		IOU		Wtd		PGE		1.028		1.09		-0.002469		0.7885		3257		SCE		1.06		1.112		-0.000951		0.7885		3257		SDG		1.053		1.109		-0.0006728		0.7885		3257						Com-Indoor-LF+HIDPGEAgrExIOU		Com-Indoor-LF+HIDSCEAgrExIOU		Com-Indoor-LF+HIDSDGAgrExIOU

		Assembly - 01		Assembly		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		Asm		CZ01		Wtd		PGE		0.98		1.11		-0.015		0.532		2610		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ01		Com-Indoor-LF+HIDSCEAsmExCZ01		Com-Indoor-LF+HIDSDGAsmExCZ01

		Assembly - 02		Assembly		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		Asm		CZ02		Wtd		PGE		1.03		1.15		-0.00989		0.532		2610		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ02		Com-Indoor-LF+HIDSCEAsmExCZ02		Com-Indoor-LF+HIDSDGAsmExCZ02

		Assembly - 03		Assembly		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		Asm		CZ03		Wtd		PGE		1.04		1.16		-0.00962		0.532		2610		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ03		Com-Indoor-LF+HIDSCEAsmExCZ03		Com-Indoor-LF+HIDSDGAsmExCZ03

		Assembly - 04		Assembly		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		Asm		CZ04		Wtd		PGE		1.06		1.17		-0.00831		0.532		2610		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ04		Com-Indoor-LF+HIDSCEAsmExCZ04		Com-Indoor-LF+HIDSDGAsmExCZ04

		Assembly - 05		Assembly		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		Asm		CZ05		Wtd		PGE		1.05		1.13		-0.00751		0.532		2610		SCE		1.08		1.18		-0.00732		0.532		2610		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ05		Com-Indoor-LF+HIDSCEAsmExCZ05		Com-Indoor-LF+HIDSDGAsmExCZ05

		Assembly - 06		Assembly		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		Asm		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.22		-0.0051		0.532		2610		SDG		1.09		1.21		-0.00571		0.532		2610						Com-Indoor-LF+HIDPGEAsmExCZ06		Com-Indoor-LF+HIDSCEAsmExCZ06		Com-Indoor-LF+HIDSDGAsmExCZ06

		Assembly - 07		Assembly		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		Asm		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.11		1.23		-0.0038		0.532		2610						Com-Indoor-LF+HIDPGEAsmExCZ07		Com-Indoor-LF+HIDSCEAsmExCZ07		Com-Indoor-LF+HIDSDGAsmExCZ07

		Assembly - 08		Assembly		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		Asm		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.22		-0.0041		0.532		2610		SDG		1.11		1.21		-0.0046		0.532		2610						Com-Indoor-LF+HIDPGEAsmExCZ08		Com-Indoor-LF+HIDSCEAsmExCZ08		Com-Indoor-LF+HIDSDGAsmExCZ08

		Assembly - 09		Assembly		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		Asm		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.23		-0.00391		0.532		2610		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ09		Com-Indoor-LF+HIDSCEAsmExCZ09		Com-Indoor-LF+HIDSDGAsmExCZ09

		Assembly - 10		Assembly		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		Asm		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.09		-0.00479		0.532		2610		SDG		1.1		1.1		-0.0051		0.532		2610						Com-Indoor-LF+HIDPGEAsmExCZ10		Com-Indoor-LF+HIDSCEAsmExCZ10		Com-Indoor-LF+HIDSDGAsmExCZ10

		Assembly - 11		Assembly		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		Asm		CZ11		Wtd		PGE		1.04		1.16		-0.009		0.532		2610		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ11		Com-Indoor-LF+HIDSCEAsmExCZ11		Com-Indoor-LF+HIDSDGAsmExCZ11

		Assembly - 12		Assembly		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		Asm		CZ12		Wtd		PGE		1.05		1.16		-0.009		0.532		2610		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ12		Com-Indoor-LF+HIDSCEAsmExCZ12		Com-Indoor-LF+HIDSDGAsmExCZ12

		Assembly - 13		Assembly		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		Asm		CZ13		Wtd		PGE		1.06		1.15		-0.00732		0.532		2610		SCE		1.08		1.19		-0.00732		0.532		2610		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ13		Com-Indoor-LF+HIDSCEAsmExCZ13		Com-Indoor-LF+HIDSDGAsmExCZ13

		Assembly - 14		Assembly		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		Asm		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.13		-0.00808		0.532		2610		SDG		1.07		1.14		-0.00858		0.532		2610						Com-Indoor-LF+HIDPGEAsmExCZ14		Com-Indoor-LF+HIDSCEAsmExCZ14		Com-Indoor-LF+HIDSDGAsmExCZ14

		Assembly - 15		Assembly		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		Asm		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.18		-0.0018		0.532		2610		SDG		1.18		1.19		-0.0019		0.532		2610						Com-Indoor-LF+HIDPGEAsmExCZ15		Com-Indoor-LF+HIDSCEAsmExCZ15		Com-Indoor-LF+HIDSDGAsmExCZ15

		Assembly - 16		Assembly		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		Asm		CZ16		Wtd		PGE		0.97		1.08		-0.014		0.532		2610		SCE		0.98		1.09		-0.014		0.532		2610		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ16		Com-Indoor-LF+HIDSCEAsmExCZ16		Com-Indoor-LF+HIDSDGAsmExCZ16

		Assembly - 17		Assembly		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		Asm		IOU		Wtd		PGE		1.05		1.16		-0.009		0.532		2610		SCE		1.11		1.19		-0.00471		0.532		2610		SDG		1.11		1.19		-0.00433		0.532		2610						Com-Indoor-LF+HIDPGEAsmExIOU		Com-Indoor-LF+HIDSCEAsmExIOU		Com-Indoor-LF+HIDSDGAsmExIOU

		Education - Community College - 01		Education - Community College		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		ECC		CZ01		Wtd		PGE		1.06		1.19		-0.017		0.806		2420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ01		Com-Indoor-LF+HIDSCEECCExCZ01		Com-Indoor-LF+HIDSDGECCExCZ01

		Education - Community College - 02		Education - Community College		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		ECC		CZ02		Wtd		PGE		1.1		1.26		-0.012		0.487		2420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ02		Com-Indoor-LF+HIDSCEECCExCZ02		Com-Indoor-LF+HIDSDGECCExCZ02

		Education - Community College - 03		Education - Community College		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		ECC		CZ03		Wtd		PGE		1.1		1.23		-0.011		0.487		2420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ03		Com-Indoor-LF+HIDSCEECCExCZ03		Com-Indoor-LF+HIDSDGECCExCZ03

		Education - Community College - 04		Education - Community College		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		ECC		CZ04		Wtd		PGE		1.12		1.28		-0.00971		0.487		2420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ04		Com-Indoor-LF+HIDSCEECCExCZ04		Com-Indoor-LF+HIDSDGECCExCZ04

		Education - Community College - 05		Education - Community College		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		ECC		CZ05		Wtd		PGE		1.11		1.24		-0.00979		0.806		2420		SCE		1.12		1.25		-0.00909		0.806		2420		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ05		Com-Indoor-LF+HIDSCEECCExCZ05		Com-Indoor-LF+HIDSDGECCExCZ05

		Education - Community College - 06		Education - Community College		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		ECC		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.25		-0.0057		0.487		2420		SDG		1.13		1.23		-0.00591		0.487		2420						Com-Indoor-LF+HIDPGEECCExCZ06		Com-Indoor-LF+HIDSCEECCExCZ06		Com-Indoor-LF+HIDSDGECCExCZ06

		Education - Community College - 07		Education - Community College		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		ECC		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.14		1.25		-0.00471		0.806		2420						Com-Indoor-LF+HIDPGEECCExCZ07		Com-Indoor-LF+HIDSCEECCExCZ07		Com-Indoor-LF+HIDSDGECCExCZ07

		Education - Community College - 08		Education - Community College		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		ECC		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.27		-0.005		0.806		2420		SDG		1.14		1.25		-0.00508		0.806		2420						Com-Indoor-LF+HIDPGEECCExCZ08		Com-Indoor-LF+HIDSCEECCExCZ08		Com-Indoor-LF+HIDSDGECCExCZ08

		Education - Community College - 09		Education - Community College		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		ECC		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.28		-0.00508		0.487		2420		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ09		Com-Indoor-LF+HIDSCEECCExCZ09		Com-Indoor-LF+HIDSDGECCExCZ09

		Education - Community College - 10		Education - Community College		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		ECC		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.28		-0.00479		0.487		2420		SDG		1.14		1.27		-0.0055		0.487		2420						Com-Indoor-LF+HIDPGEECCExCZ10		Com-Indoor-LF+HIDSCEECCExCZ10		Com-Indoor-LF+HIDSDGECCExCZ10

		Education - Community College - 11		Education - Community College		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		ECC		CZ11		Wtd		PGE		1.11		1.29		-0.011		0.487		2420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ11		Com-Indoor-LF+HIDSCEECCExCZ11		Com-Indoor-LF+HIDSDGECCExCZ11

		Education - Community College - 12		Education - Community College		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		ECC		CZ12		Wtd		PGE		1.11		1.28		-0.011		0.487		2420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ12		Com-Indoor-LF+HIDSCEECCExCZ12		Com-Indoor-LF+HIDSDGECCExCZ12

		Education - Community College - 13		Education - Community College		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		ECC		CZ13		Wtd		PGE		1.14		1		-0.00851		0.022		2420		SCE		1.13		1		-0.0074		0.022		2420		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ13		Com-Indoor-LF+HIDSCEECCExCZ13		Com-Indoor-LF+HIDSDGECCExCZ13

		Education - Community College - 14		Education - Community College		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		ECC		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.3		-0.0086		0.487		2420		SDG		1.11		1.28		-0.00909		0.487		2420						Com-Indoor-LF+HIDPGEECCExCZ14		Com-Indoor-LF+HIDSCEECCExCZ14		Com-Indoor-LF+HIDSDGECCExCZ14

		Education - Community College - 15		Education - Community College		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		ECC		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.21		1.3		-0.0024		0.487		2420		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ15		Com-Indoor-LF+HIDSCEECCExCZ15		Com-Indoor-LF+HIDSDGECCExCZ15

		Education - Community College - 16		Education - Community College		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		ECC		CZ16		Wtd		PGE		1.05		1.24		-0.019		0.487		2420		SCE		1.04		1.26		-0.018		0.487		2420		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ16		Com-Indoor-LF+HIDSCEECCExCZ16		Com-Indoor-LF+HIDSDGECCExCZ16

		Education - Community College - 17		Education - Community College		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		ECC		IOU		Wtd		PGE		1.11		1.25		-0.0107		0.455		2420		SCE		1.15		1.27		-0.0062		0.601		2420		SDG		1.14		1.26		-0.00492		0.728		2420						Com-Indoor-LF+HIDPGEECCExIOU		Com-Indoor-LF+HIDSCEECCExIOU		Com-Indoor-LF+HIDSDGECCExIOU

		Education - Primary School - 01		Education - Primary School		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		EPr		CZ01		Wtd		PGE		1.02		1.17		-0.015		0.617		2140		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ01		Com-Indoor-LF+HIDSCEEPrExCZ01		Com-Indoor-LF+HIDSDGEPrExCZ01

		Education - Primary School - 02		Education - Primary School		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		EPr		CZ02		Wtd		PGE		1.06		1		-0.01		0.02		2140		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ02		Com-Indoor-LF+HIDSCEEPrExCZ02		Com-Indoor-LF+HIDSDGEPrExCZ02

		Education - Primary School - 03		Education - Primary School		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		EPr		CZ03		Wtd		PGE		1.09		1		-0.0085		0.02		2140		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ03		Com-Indoor-LF+HIDSCEEPrExCZ03		Com-Indoor-LF+HIDSDGEPrExCZ03

		Education - Primary School - 04		Education - Primary School		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		EPr		CZ04		Wtd		PGE		1.09		1		-0.0079		0.02		2140		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ04		Com-Indoor-LF+HIDSCEEPrExCZ04		Com-Indoor-LF+HIDSDGEPrExCZ04

		Education - Primary School - 05		Education - Primary School		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		EPr		CZ05		Wtd		PGE		1.09		1.22		-0.00692		0.617		2140		SCE		1.13		1.29		-0.0064		0.617		2140		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ05		Com-Indoor-LF+HIDSCEEPrExCZ05		Com-Indoor-LF+HIDSDGEPrExCZ05

		Education - Primary School - 06		Education - Primary School		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		EPr		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.17		1		-0.0037		0.02		2140		SDG		1.14		1		-0.0039		0.02		2140						Com-Indoor-LF+HIDPGEEPrExCZ06		Com-Indoor-LF+HIDSCEEPrExCZ06		Com-Indoor-LF+HIDSDGEPrExCZ06

		Education - Primary School - 07		Education - Primary School		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		EPr		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.15		1.27		-0.0034		0.617		2140						Com-Indoor-LF+HIDPGEEPrExCZ07		Com-Indoor-LF+HIDSCEEPrExCZ07		Com-Indoor-LF+HIDSDGEPrExCZ07

		Education - Primary School - 08		Education - Primary School		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		EPr		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.31		-0.0033		0.617		2140		SDG		1.15		1.29		-0.0035		0.617		2140						Com-Indoor-LF+HIDPGEEPrExCZ08		Com-Indoor-LF+HIDSCEEPrExCZ08		Com-Indoor-LF+HIDSDGEPrExCZ08

		Education - Primary School - 09		Education - Primary School		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		EPr		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.18		1		-0.0033		0.02		2140		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ09		Com-Indoor-LF+HIDSCEEPrExCZ09		Com-Indoor-LF+HIDSDGEPrExCZ09

		Education - Primary School - 10		Education - Primary School		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		EPr		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.14		1		-0.0041		0.02		2140		SDG		1.15		1		-0.004		0.02		2140						Com-Indoor-LF+HIDPGEEPrExCZ10		Com-Indoor-LF+HIDSCEEPrExCZ10		Com-Indoor-LF+HIDSDGEPrExCZ10

		Education - Primary School - 11		Education - Primary School		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		EPr		CZ11		Wtd		PGE		1.06		1		-0.00958		0.02		2140		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ11		Com-Indoor-LF+HIDSCEEPrExCZ11		Com-Indoor-LF+HIDSDGEPrExCZ11

		Education - Primary School - 12		Education - Primary School		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		EPr		CZ12		Wtd		PGE		1.07		1		-0.00939		0.02		2140		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ12		Com-Indoor-LF+HIDSCEEPrExCZ12		Com-Indoor-LF+HIDSDGEPrExCZ12

		Education - Primary School - 13		Education - Primary School		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		EPr		CZ13		Wtd		PGE		1.09		1		-0.0071		0.02		2140		SCE		1.12		1		-0.00659		0.02		2140		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ13		Com-Indoor-LF+HIDSCEEPrExCZ13		Com-Indoor-LF+HIDSDGEPrExCZ13

		Education - Primary School - 14		Education - Primary School		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		EPr		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.09		1		-0.00818		0.02		2140		SDG		1.09		1		-0.00818		0.02		2140						Com-Indoor-LF+HIDPGEEPrExCZ14		Com-Indoor-LF+HIDSCEEPrExCZ14		Com-Indoor-LF+HIDSDGEPrExCZ14

		Education - Primary School - 15		Education - Primary School		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		EPr		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.2		1		-0.0014		0.02		2140		SDG		1.21		1		-0.0014		0.02		2140						Com-Indoor-LF+HIDPGEEPrExCZ15		Com-Indoor-LF+HIDSCEEPrExCZ15		Com-Indoor-LF+HIDSDGEPrExCZ15

		Education - Primary School - 16		Education - Primary School		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		EPr		CZ16		Wtd		PGE		0.97		1		-0.019		0.02		2140		SCE		0.97		1		-0.018		0.02		2140		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ16		Com-Indoor-LF+HIDSCEEPrExCZ16		Com-Indoor-LF+HIDSDGEPrExCZ16

		Education - Primary School - 17		Education - Primary School		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		EPr		IOU		Wtd		PGE		1.08		1.1		-0.00869		0.038		2140		SCE		1.16		1.29		-0.00426		0.208		2140		SDG		1.15		1.27		-0.00366		0.387		2140						Com-Indoor-LF+HIDPGEEPrExIOU		Com-Indoor-LF+HIDSCEEPrExIOU		Com-Indoor-LF+HIDSDGEPrExIOU

		Education - Relocatable Classroom - 01		Education - Relocatable Classroom		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		ERC		CZ01		Wtd		PGE		0.98		1.16		-0.014		0.702		2480		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ01		Com-Indoor-LF+HIDSCEERCExCZ01		Com-Indoor-LF+HIDSDGERCExCZ01

		Education - Relocatable Classroom - 02		Education - Relocatable Classroom		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		ERC		CZ02		Wtd		PGE		1.02		1		-0.011		0.02		2480		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ02		Com-Indoor-LF+HIDSCEERCExCZ02		Com-Indoor-LF+HIDSDGERCExCZ02

		Education - Relocatable Classroom - 03		Education - Relocatable Classroom		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		ERC		CZ03		Wtd		PGE		1.02		1		-0.0098		0.02		2480		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ03		Com-Indoor-LF+HIDSCEERCExCZ03		Com-Indoor-LF+HIDSDGERCExCZ03

		Education - Relocatable Classroom - 04		Education - Relocatable Classroom		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		ERC		CZ04		Wtd		PGE		1.05		1		-0.00899		0.02		2480		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ04		Com-Indoor-LF+HIDSCEERCExCZ04		Com-Indoor-LF+HIDSDGERCExCZ04

		Education - Relocatable Classroom - 05		Education - Relocatable Classroom		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		ERC		CZ05		Wtd		PGE		1.03		1.24		-0.00871		0.702		2480		SCE		1.06		1.32		-0.00798		0.702		2480		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ05		Com-Indoor-LF+HIDSCEERCExCZ05		Com-Indoor-LF+HIDSDGERCExCZ05

		Education - Relocatable Classroom - 06		Education - Relocatable Classroom		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		ERC		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.09		1		-0.0054		0.02		2480		SDG		1.09		1		-0.0054		0.02		2480						Com-Indoor-LF+HIDPGEERCExCZ06		Com-Indoor-LF+HIDSCEERCExCZ06		Com-Indoor-LF+HIDSDGERCExCZ06

		Education - Relocatable Classroom - 07		Education - Relocatable Classroom		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		ERC		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.12		1.3		-0.0054		0.702		2480						Com-Indoor-LF+HIDPGEERCExCZ07		Com-Indoor-LF+HIDSCEERCExCZ07		Com-Indoor-LF+HIDSDGERCExCZ07

		Education - Relocatable Classroom - 08		Education - Relocatable Classroom		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		ERC		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.28		-0.00528		0.702		2480		SDG		1.11		1.27		-0.00528		0.702		2480						Com-Indoor-LF+HIDPGEERCExCZ08		Com-Indoor-LF+HIDSCEERCExCZ08		Com-Indoor-LF+HIDSDGERCExCZ08

		Education - Relocatable Classroom - 09		Education - Relocatable Classroom		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		ERC		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.1		1		-0.00548		0.02		2480		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ09		Com-Indoor-LF+HIDSCEERCExCZ09		Com-Indoor-LF+HIDSDGERCExCZ09

		Education - Relocatable Classroom - 10		Education - Relocatable Classroom		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		ERC		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.11		1		-0.00581		0.02		2480		SDG		1.11		1		-0.00589		0.02		2480						Com-Indoor-LF+HIDPGEERCExCZ10		Com-Indoor-LF+HIDSCEERCExCZ10		Com-Indoor-LF+HIDSDGERCExCZ10

		Education - Relocatable Classroom - 11		Education - Relocatable Classroom		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		ERC		CZ11		Wtd		PGE		1.03		1		-0.011		0.02		2480		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ11		Com-Indoor-LF+HIDSCEERCExCZ11		Com-Indoor-LF+HIDSDGERCExCZ11

		Education - Relocatable Classroom - 12		Education - Relocatable Classroom		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		ERC		CZ12		Wtd		PGE		1.03		1		-0.01		0.02		2480		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ12		Com-Indoor-LF+HIDSCEERCExCZ12		Com-Indoor-LF+HIDSDGERCExCZ12

		Education - Relocatable Classroom - 13		Education - Relocatable Classroom		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		ERC		CZ13		Wtd		PGE		1.07		1		-0.0079		0.02		2480		SCE		1.1		1		-0.0073		0.02		2480		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ13		Com-Indoor-LF+HIDSCEERCExCZ13		Com-Indoor-LF+HIDSDGERCExCZ13

		Education - Relocatable Classroom - 14		Education - Relocatable Classroom		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		ERC		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.09		1		-0.0079		0.02		2480		SDG		1.09		1		-0.0079		0.02		2480						Com-Indoor-LF+HIDPGEERCExCZ14		Com-Indoor-LF+HIDSCEERCExCZ14		Com-Indoor-LF+HIDSDGERCExCZ14

		Education - Relocatable Classroom - 15		Education - Relocatable Classroom		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		ERC		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.16		1		-0.0031		0.02		2480		SDG		1.16		1		-0.0032		0.02		2480						Com-Indoor-LF+HIDPGEERCExCZ15		Com-Indoor-LF+HIDSCEERCExCZ15		Com-Indoor-LF+HIDSDGERCExCZ15

		Education - Relocatable Classroom - 16		Education - Relocatable Classroom		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		ERC		CZ16		Wtd		PGE		0.98		1		-0.017		0.02		2480		SCE		0.99		1		-0.016		0.02		2480		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ16		Com-Indoor-LF+HIDSCEERCExCZ16		Com-Indoor-LF+HIDSDGERCExCZ16

		Education - Relocatable Classroom - 17		Education - Relocatable Classroom		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		ERC		IOU		Wtd		PGE		1.03		1.11		-0.00968		0.0406		2480		SCE		1.1		1.26		-0.00589		0.235		2480		SDG		1.11		1.29		-0.00556		0.439		2480						Com-Indoor-LF+HIDPGEERCExIOU		Com-Indoor-LF+HIDSCEERCExIOU		Com-Indoor-LF+HIDSDGERCExIOU

		Education - Secondary School - 01		Education - Secondary School		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		ESe		CZ01		Wtd		PGE		1		1.16		-0.018		0.709		2280		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ01		Com-Indoor-LF+HIDSCEESeExCZ01		Com-Indoor-LF+HIDSDGESeExCZ01

		Education - Secondary School - 02		Education - Secondary School		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		ESe		CZ02		Wtd		PGE		1.06		1		-0.012		0.02		2280		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ02		Com-Indoor-LF+HIDSCEESeExCZ02		Com-Indoor-LF+HIDSDGESeExCZ02

		Education - Secondary School - 03		Education - Secondary School		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		ESe		CZ03		Wtd		PGE		1.06		1		-0.011		0.02		2280		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ03		Com-Indoor-LF+HIDSCEESeExCZ03		Com-Indoor-LF+HIDSDGESeExCZ03

		Education - Secondary School - 04		Education - Secondary School		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		ESe		CZ04		Wtd		PGE		1.08		1		-0.00978		0.02		2280		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ04		Com-Indoor-LF+HIDSCEESeExCZ04		Com-Indoor-LF+HIDSDGESeExCZ04

		Education - Secondary School - 05		Education - Secondary School		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		ESe		CZ05		Wtd		PGE		1.08		1.2		-0.00908		0.709		2280		SCE		1.1		1.26		-0.0086		0.709		2280		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ05		Com-Indoor-LF+HIDSCEESeExCZ05		Com-Indoor-LF+HIDSDGESeExCZ05

		Education - Secondary School - 06		Education - Secondary School		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		ESe		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.14		1		-0.00579		0.02		2280		SDG		1.12		1		-0.00548		0.02		2280						Com-Indoor-LF+HIDPGEESeExCZ06		Com-Indoor-LF+HIDSCEESeExCZ06		Com-Indoor-LF+HIDSDGESeExCZ06

		Education - Secondary School - 07		Education - Secondary School		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		ESe		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.13		1.23		-0.00461		0.709		2280						Com-Indoor-LF+HIDPGEESeExCZ07		Com-Indoor-LF+HIDSCEESeExCZ07		Com-Indoor-LF+HIDSDGESeExCZ07

		Education - Secondary School - 08		Education - Secondary School		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		ESe		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.28		-0.00478		0.709		2280		SDG		1.14		1.26		-0.00452		0.709		2280						Com-Indoor-LF+HIDPGEESeExCZ08		Com-Indoor-LF+HIDSCEESeExCZ08		Com-Indoor-LF+HIDSDGESeExCZ08

		Education - Secondary School - 09		Education - Secondary School		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		ESe		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.17		1		-0.00478		0.02		2280		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ09		Com-Indoor-LF+HIDSCEESeExCZ09		Com-Indoor-LF+HIDSDGESeExCZ09

		Education - Secondary School - 10		Education - Secondary School		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		ESe		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.14		1		-0.00531		0.02		2280		SDG		1.14		1		-0.00509		0.02		2280						Com-Indoor-LF+HIDPGEESeExCZ10		Com-Indoor-LF+HIDSCEESeExCZ10		Com-Indoor-LF+HIDSDGESeExCZ10

		Education - Secondary School - 11		Education - Secondary School		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		ESe		CZ11		Wtd		PGE		1.07		1		-0.011		0.02		2280		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ11		Com-Indoor-LF+HIDSCEESeExCZ11		Com-Indoor-LF+HIDSDGESeExCZ11

		Education - Secondary School - 12		Education - Secondary School		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		ESe		CZ12		Wtd		PGE		1.07		1		-0.011		0.02		2280		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ12		Com-Indoor-LF+HIDSCEESeExCZ12		Com-Indoor-LF+HIDSDGESeExCZ12

		Education - Secondary School - 13		Education - Secondary School		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		ESe		CZ13		Wtd		PGE		1.1		1		-0.00851		0.02		2280		SCE		1.13		1		-0.00811		0.02		2280		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ13		Com-Indoor-LF+HIDSCEESeExCZ13		Com-Indoor-LF+HIDSDGESeExCZ13

		Education - Secondary School - 14		Education - Secondary School		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		ESe		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.1		1		-0.00961		0.02		2280		SDG		1.1		1		-0.00939		0.02		2280						Com-Indoor-LF+HIDPGEESeExCZ14		Com-Indoor-LF+HIDSCEESeExCZ14		Com-Indoor-LF+HIDSDGESeExCZ14

		Education - Secondary School - 15		Education - Secondary School		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		ESe		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.22		1		-0.0023		0.02		2280		SDG		1.23		1		-0.0021		0.02		2280						Com-Indoor-LF+HIDPGEESeExCZ15		Com-Indoor-LF+HIDSCEESeExCZ15		Com-Indoor-LF+HIDSDGESeExCZ15

		Education - Secondary School - 16		Education - Secondary School		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		ESe		CZ16		Wtd		PGE		0.98		1		-0.019		0.02		2280		SCE		0.98		1		-0.018		0.02		2280		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ16		Com-Indoor-LF+HIDSCEESeExCZ16		Com-Indoor-LF+HIDSDGESeExCZ16

		Education - Secondary School - 17		Education - Secondary School		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		ESe		IOU		Wtd		PGE		1.07		1.1		-0.0106		0.0408		2280		SCE		1.14		1.27		-0.00575		0.237		2280		SDG		1.14		1.23		-0.00482		0.443		2280						Com-Indoor-LF+HIDPGEESeExIOU		Com-Indoor-LF+HIDSCEESeExIOU		Com-Indoor-LF+HIDSDGESeExIOU

		Education - University - 01		Education - University		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		EUn		CZ01		Wtd		PGE		1.08		1.19		-0.011		0.72		2350		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ01		Com-Indoor-LF+HIDSCEEUnExCZ01		Com-Indoor-LF+HIDSDGEUnExCZ01

		Education - University - 02		Education - University		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		EUn		CZ02		Wtd		PGE		1.1		1.23		-0.00851		0.439		2350		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ02		Com-Indoor-LF+HIDSCEEUnExCZ02		Com-Indoor-LF+HIDSDGEUnExCZ02

		Education - University - 03		Education - University		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		EUn		CZ03		Wtd		PGE		1.11		1.21		-0.00762		0.439		2350		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ03		Com-Indoor-LF+HIDSCEEUnExCZ03		Com-Indoor-LF+HIDSDGEUnExCZ03

		Education - University - 04		Education - University		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		EUn		CZ04		Wtd		PGE		1.12		1.25		-0.00689		0.439		2350		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ04		Com-Indoor-LF+HIDSCEEUnExCZ04		Com-Indoor-LF+HIDSDGEUnExCZ04

		Education - University - 05		Education - University		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		EUn		CZ05		Wtd		PGE		1.12		1.22		-0.00689		0.72		2350		SCE		1.13		1.22		-0.0063		0.72		2350		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ05		Com-Indoor-LF+HIDSCEEUnExCZ05		Com-Indoor-LF+HIDSDGEUnExCZ05

		Education - University - 06		Education - University		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		EUn		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.22		-0.0043		0.439		2350		SDG		1.14		1.21		-0.00451		0.439		2350						Com-Indoor-LF+HIDPGEEUnExCZ06		Com-Indoor-LF+HIDSCEEUnExCZ06		Com-Indoor-LF+HIDSDGEUnExCZ06

		Education - University - 07		Education - University		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		EUn		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.15		1.23		-0.004		0.72		2350						Com-Indoor-LF+HIDPGEEUnExCZ07		Com-Indoor-LF+HIDSCEEUnExCZ07		Com-Indoor-LF+HIDSDGEUnExCZ07

		Education - University - 08		Education - University		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		EUn		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.25		-0.004		0.72		2350		SDG		1.15		1.24		-0.0041		0.72		2350						Com-Indoor-LF+HIDPGEEUnExCZ08		Com-Indoor-LF+HIDSCEEUnExCZ08		Com-Indoor-LF+HIDSDGEUnExCZ08

		Education - University - 09		Education - University		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		EUn		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.23		-0.00451		0.439		2350		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ09		Com-Indoor-LF+HIDSCEEUnExCZ09		Com-Indoor-LF+HIDSDGEUnExCZ09

		Education - University - 10		Education - University		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		EUn		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.25		-0.0039		0.439		2350		SDG		1.15		1.24		-0.00468		0.439		2350						Com-Indoor-LF+HIDPGEEUnExCZ10		Com-Indoor-LF+HIDSCEEUnExCZ10		Com-Indoor-LF+HIDSDGEUnExCZ10

		Education - University - 11		Education - University		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		EUn		CZ11		Wtd		PGE		1.11		1.26		-0.008		0.439		2350		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ11		Com-Indoor-LF+HIDSCEEUnExCZ11		Com-Indoor-LF+HIDSDGEUnExCZ11

		Education - University - 12		Education - University		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		EUn		CZ12		Wtd		PGE		1.12		1.23		-0.00791		0.439		2350		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ12		Com-Indoor-LF+HIDSCEEUnExCZ12		Com-Indoor-LF+HIDSDGEUnExCZ12

		Education - University - 13		Education - University		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		EUn		CZ13		Wtd		PGE		1.14		1		-0.0063		0.034		2350		SCE		1.14		1		-0.00511		0.034		2350		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ13		Com-Indoor-LF+HIDSCEEUnExCZ13		Com-Indoor-LF+HIDSDGEUnExCZ13

		Education - University - 14		Education - University		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		EUn		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.27		-0.00609		0.439		2350		SDG		1.13		1.26		-0.0066		0.439		2350						Com-Indoor-LF+HIDPGEEUnExCZ14		Com-Indoor-LF+HIDSCEEUnExCZ14		Com-Indoor-LF+HIDSDGEUnExCZ14

		Education - University - 15		Education - University		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		EUn		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.2		1.28		-0.0023		0.439		2350		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ15		Com-Indoor-LF+HIDSCEEUnExCZ15		Com-Indoor-LF+HIDSDGEUnExCZ15

		Education - University - 16		Education - University		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		EUn		CZ16		Wtd		PGE		1.06		1.21		-0.015		0.439		2350		SCE		1.06		1.22		-0.013		0.439		2350		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ16		Com-Indoor-LF+HIDSCEEUnExCZ16		Com-Indoor-LF+HIDSDGEUnExCZ16

		Education - University - 17		Education - University		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		EUn		IOU		Wtd		PGE		1.11		1.22		-0.00757		0.411		2350		SCE		1.16		1.24		-0.00481		0.54		2350		SDG		1.15		1.23		-0.00418		0.651		2350						Com-Indoor-LF+HIDPGEEUnExIOU		Com-Indoor-LF+HIDSCEEUnExIOU		Com-Indoor-LF+HIDSDGEUnExIOU

		Food Store - 01		Food Store		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		Fst		CZ01		Wtd		PGE		0.91		1.105		-0.013645		0.7825		4145		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ01		Com-Indoor-LF+HIDSCEFstExCZ01		Com-Indoor-LF+HIDSDGFstExCZ01

		Food Store - 02		Food Store		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		Fst		CZ02		Wtd		PGE		0.99		1.24		-0.009505		0.7825		4145		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ02		Com-Indoor-LF+HIDSCEFstExCZ02		Com-Indoor-LF+HIDSDGFstExCZ02

		Food Store - 03		Food Store		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		Fst		CZ03		Wtd		PGE		0.975		1.2		-0.009955		0.7825		4145		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ03		Com-Indoor-LF+HIDSCEFstExCZ03		Com-Indoor-LF+HIDSDGFstExCZ03

		Food Store - 04		Food Store		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		Fst		CZ04		Wtd		PGE		1.01		1.235		-0.008455		0.7825		4145		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ04		Com-Indoor-LF+HIDSCEFstExCZ04		Com-Indoor-LF+HIDSDGFstExCZ04

		Food Store - 05		Food Store		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		Fst		CZ05		Wtd		PGE		0.995		1.19		-0.008555		0.7825		4145		SCE		1.05		1.21		-0.00945		0.7825		4145		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ05		Com-Indoor-LF+HIDSCEFstExCZ05		Com-Indoor-LF+HIDSDGFstExCZ05

		Food Store - 06		Food Store		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		Fst		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.075		1.215		-0.00765		0.7825		4145		SDG		1.06		1.205		-0.00765		0.7825		4145						Com-Indoor-LF+HIDPGEFstExCZ06		Com-Indoor-LF+HIDSCEFstExCZ06		Com-Indoor-LF+HIDSDGFstExCZ06

		Food Store - 07		Food Store		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		Fst		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.08		1.21		-0.0069495		0.7825		4145						Com-Indoor-LF+HIDPGEFstExCZ07		Com-Indoor-LF+HIDSCEFstExCZ07		Com-Indoor-LF+HIDSDGFstExCZ07

		Food Store - 08		Food Store		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		Fst		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.255		-0.0066		0.7825		4145		SDG		1.085		1.24		-0.0066		0.7825		4145						Com-Indoor-LF+HIDPGEFstExCZ08		Com-Indoor-LF+HIDSCEFstExCZ08		Com-Indoor-LF+HIDSDGFstExCZ08

		Food Store - 09		Food Store		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		Fst		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.105		1.26		-0.006		0.7825		4145		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ09		Com-Indoor-LF+HIDSCEFstExCZ09		Com-Indoor-LF+HIDSDGFstExCZ09

		Food Store - 10		Food Store		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		Fst		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.095		1.265		-0.00615		0.7825		4145		SDG		1.095		1.265		-0.0062		0.7825		4145						Com-Indoor-LF+HIDPGEFstExCZ10		Com-Indoor-LF+HIDSCEFstExCZ10		Com-Indoor-LF+HIDSDGFstExCZ10

		Food Store - 11		Food Store		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		Fst		CZ11		Wtd		PGE		1.015		1.24		-0.008755		0.7825		4145		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ11		Com-Indoor-LF+HIDSCEFstExCZ11		Com-Indoor-LF+HIDSDGFstExCZ11

		Food Store - 12		Food Store		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		Fst		CZ12		Wtd		PGE		1.005		1.25		-0.009045		0.7825		4145		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ12		Com-Indoor-LF+HIDSCEFstExCZ12		Com-Indoor-LF+HIDSDGFstExCZ12

		Food Store - 13		Food Store		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		Fst		CZ13		Wtd		PGE		1.05		1.24		-0.007155		0.7825		4145		SCE		1.09		1.275		-0.007555		0.7825		4145		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ13		Com-Indoor-LF+HIDSCEFstExCZ13		Com-Indoor-LF+HIDSDGFstExCZ13

		Food Store - 14		Food Store		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		Fst		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.065		1.265		-0.00825		0.7825		4145		SDG		1.065		1.265		-0.008295		0.7825		4145						Com-Indoor-LF+HIDPGEFstExCZ14		Com-Indoor-LF+HIDSCEFstExCZ14		Com-Indoor-LF+HIDSDGFstExCZ14

		Food Store - 15		Food Store		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		Fst		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.155		1.28		-0.0034995		0.7825		4145		SDG		1.155		1.28		-0.0033995		0.7825		4145						Com-Indoor-LF+HIDPGEFstExCZ15		Com-Indoor-LF+HIDSCEFstExCZ15		Com-Indoor-LF+HIDSDGFstExCZ15

		Food Store - 16		Food Store		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		Fst		CZ16		Wtd		PGE		0.925		1.225		-0.0135		0.7825		4145		SCE		0.975		1.245		-0.014		0.7825		4145		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ16		Com-Indoor-LF+HIDSCEFstExCZ16		Com-Indoor-LF+HIDSDGFstExCZ16

		Food Store - 17		Food Store		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		Fst		IOU		Wtd		PGE		1		1.225		-0.008975		0.7825		4145		SCE		1.09		1.25		-0.00675		0.7825		4145		SDG		1.085		1.225		-0.00678		0.7825		4145						Com-Indoor-LF+HIDPGEFstExIOU		Com-Indoor-LF+HIDSCEFstExIOU		Com-Indoor-LF+HIDSDGFstExIOU

		Grocery - 01		Grocery		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		Gro		CZ01		Wtd		PGE		0.81		1.07		-0.018		0.69		4910		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ01		Com-Indoor-LF+HIDSCEGroExCZ01		Com-Indoor-LF+HIDSDGGroExCZ01

		Grocery - 02		Grocery		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		Gro		CZ02		Wtd		PGE		0.92		1.3		-0.013		0.69		4910		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ02		Com-Indoor-LF+HIDSCEGroExCZ02		Com-Indoor-LF+HIDSDGGroExCZ02

		Grocery - 03		Grocery		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		Gro		CZ03		Wtd		PGE		0.88		1.22		-0.015		0.69		4910		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ03		Com-Indoor-LF+HIDSCEGroExCZ03		Com-Indoor-LF+HIDSDGGroExCZ03

		Grocery - 04		Grocery		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		Gro		CZ04		Wtd		PGE		0.93		1.28		-0.013		0.69		4910		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ04		Com-Indoor-LF+HIDSCEGroExCZ04		Com-Indoor-LF+HIDSDGGroExCZ04

		Grocery - 05		Grocery		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		Gro		CZ05		Wtd		PGE		0.9		1.21		-0.014		0.69		4910		SCE		0.99		1.21		-0.016		0.69		4910		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ05		Com-Indoor-LF+HIDSCEGroExCZ05		Com-Indoor-LF+HIDSDGGroExCZ05

		Grocery - 06		Grocery		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		Gro		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.01		1.21		-0.014		0.69		4910		SDG		0.99		1.19		-0.014		0.69		4910						Com-Indoor-LF+HIDPGEGroExCZ06		Com-Indoor-LF+HIDSCEGroExCZ06		Com-Indoor-LF+HIDSDGGroExCZ06

		Grocery - 07		Grocery		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		Gro		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.02		1.21		-0.013		0.69		4910						Com-Indoor-LF+HIDPGEGroExCZ07		Com-Indoor-LF+HIDSCEGroExCZ07		Com-Indoor-LF+HIDSDGGroExCZ07

		Grocery - 08		Grocery		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		Gro		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.05		1.29		-0.012		0.69		4910		SDG		1.03		1.27		-0.012		0.69		4910						Com-Indoor-LF+HIDPGEGroExCZ08		Com-Indoor-LF+HIDSCEGroExCZ08		Com-Indoor-LF+HIDSDGGroExCZ08

		Grocery - 09		Grocery		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		Gro		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.06		1.27		-0.011		0.69		4910		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ09		Com-Indoor-LF+HIDSCEGroExCZ09		Com-Indoor-LF+HIDSDGGroExCZ09

		Grocery - 10		Grocery		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		Gro		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.06		1.32		-0.011		0.69		4910		SDG		1.05		1.31		-0.011		0.69		4910						Com-Indoor-LF+HIDPGEGroExCZ10		Com-Indoor-LF+HIDSCEGroExCZ10		Com-Indoor-LF+HIDSDGGroExCZ10

		Grocery - 11		Grocery		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		Gro		CZ11		Wtd		PGE		0.97		1.3		-0.011		0.69		4910		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ11		Com-Indoor-LF+HIDSCEGroExCZ11		Com-Indoor-LF+HIDSDGGroExCZ11

		Grocery - 12		Grocery		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		Gro		CZ12		Wtd		PGE		0.95		1.32		-0.012		0.69		4910		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ12		Com-Indoor-LF+HIDSCEGroExCZ12		Com-Indoor-LF+HIDSDGGroExCZ12

		Grocery - 13		Grocery		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		Gro		CZ13		Wtd		PGE		1.01		1.29		-0.0099		0.69		4910		SCE		1.07		1.3		-0.011		0.69		4910		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ13		Com-Indoor-LF+HIDSCEGroExCZ13		Com-Indoor-LF+HIDSDGGroExCZ13

		Grocery - 14		Grocery		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		Gro		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.04		1.33		-0.012		0.69		4910		SDG		1.03		1.32		-0.012		0.69		4910						Com-Indoor-LF+HIDPGEGroExCZ14		Com-Indoor-LF+HIDSCEGroExCZ14		Com-Indoor-LF+HIDSDGGroExCZ14

		Grocery - 15		Grocery		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		Gro		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.31		-0.0066		0.69		4910		SDG		1.12		1.3		-0.0064		0.69		4910						Com-Indoor-LF+HIDPGEGroExCZ15		Com-Indoor-LF+HIDSCEGroExCZ15		Com-Indoor-LF+HIDSDGGroExCZ15

		Grocery - 16		Grocery		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		Gro		CZ16		Wtd		PGE		0.86		1.28		-0.015		0.69		4910		SCE		0.95		1.28		-0.017		0.69		4910		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ16		Com-Indoor-LF+HIDSCEGroExCZ16		Com-Indoor-LF+HIDSDGGroExCZ16

		Grocery - 17		Grocery		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		Gro		IOU		Wtd		PGE		0.93		1.27		-0.0128		0.69		4910		SCE		1.04		1.28		-0.012		0.69		4910		SDG		1.03		1.24		-0.0125		0.69		4910						Com-Indoor-LF+HIDPGEGroExIOU		Com-Indoor-LF+HIDSCEGroExIOU		Com-Indoor-LF+HIDSDGGroExIOU

		Health/Medical - Clinic - 01		Health/Medical - Clinic		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		Cli		CZ01		Wtd		PGE		1.025		1.16		-0.01145		0.685		3375		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGECliExCZ01		Com-Indoor-LF+HIDSCECliExCZ01		Com-Indoor-LF+HIDSDGCliExCZ01

		Health/Medical - Clinic - 02		Health/Medical - Clinic		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		Cli		CZ02		Wtd		PGE		1.05		1.23		-0.00951		0.685		3375		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGECliExCZ02		Com-Indoor-LF+HIDSCECliExCZ02		Com-Indoor-LF+HIDSDGCliExCZ02

		Health/Medical - Clinic - 03		Health/Medical - Clinic		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		Cli		CZ03		Wtd		PGE		1.06		1.23		-0.00855		0.685		3375		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGECliExCZ03		Com-Indoor-LF+HIDSCECliExCZ03		Com-Indoor-LF+HIDSDGCliExCZ03

		Health/Medical - Clinic - 04		Health/Medical - Clinic		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		Cli		CZ04		Wtd		PGE		1.07		1.24		-0.0079		0.685		3375		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGECliExCZ04		Com-Indoor-LF+HIDSCECliExCZ04		Com-Indoor-LF+HIDSDGCliExCZ04

		Health/Medical - Clinic - 05		Health/Medical - Clinic		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		Cli		CZ05		Wtd		PGE		1.07		1.205		-0.0075		0.685		3375		SCE		1.085		1.255		-0.0076		0.685		3375		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGECliExCZ05		Com-Indoor-LF+HIDSCECliExCZ05		Com-Indoor-LF+HIDSDGCliExCZ05

		Health/Medical - Clinic - 06		Health/Medical - Clinic		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		Cli		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.115		1.265		-0.00565		0.685		3375		SDG		1.115		1.255		-0.005749		0.685		3375						Com-Indoor-LF+HIDPGECliExCZ06		Com-Indoor-LF+HIDSCECliExCZ06		Com-Indoor-LF+HIDSDGCliExCZ06

		Health/Medical - Clinic - 07		Health/Medical - Clinic		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		Cli		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.125		1.255		-0.004951		0.685		3375						Com-Indoor-LF+HIDPGECliExCZ07		Com-Indoor-LF+HIDSCECliExCZ07		Com-Indoor-LF+HIDSDGCliExCZ07

		Health/Medical - Clinic - 08		Health/Medical - Clinic		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		Cli		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.135		1.285		-0.005445		0.685		3375		SDG		1.13		1.27		-0.005154		0.685		3375						Com-Indoor-LF+HIDPGECliExCZ08		Com-Indoor-LF+HIDSCECliExCZ08		Com-Indoor-LF+HIDSDGCliExCZ08

		Health/Medical - Clinic - 09		Health/Medical - Clinic		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		Cli		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.135		1.31		-0.005555		0.685		3375		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGECliExCZ09		Com-Indoor-LF+HIDSCECliExCZ09		Com-Indoor-LF+HIDSDGCliExCZ09

		Health/Medical - Clinic - 10		Health/Medical - Clinic		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		Cli		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.295		-0.005505		0.685		3375		SDG		1.13		1.295		-0.005299		0.685		3375						Com-Indoor-LF+HIDPGECliExCZ10		Com-Indoor-LF+HIDSCECliExCZ10		Com-Indoor-LF+HIDSDGCliExCZ10

		Health/Medical - Clinic - 11		Health/Medical - Clinic		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		Cli		CZ11		Wtd		PGE		1.06		1.25		-0.00899		0.685		3375		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGECliExCZ11		Com-Indoor-LF+HIDSCECliExCZ11		Com-Indoor-LF+HIDSDGCliExCZ11

		Health/Medical - Clinic - 12		Health/Medical - Clinic		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		Cli		CZ12		Wtd		PGE		1.06		1.245		-0.008645		0.685		3375		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGECliExCZ12		Com-Indoor-LF+HIDSCECliExCZ12		Com-Indoor-LF+HIDSDGCliExCZ12

		Health/Medical - Clinic - 13		Health/Medical - Clinic		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		Cli		CZ13		Wtd		PGE		1.09		1.26		-0.00715		0.685		3375		SCE		1.105		1.32		-0.0071		0.685		3375		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGECliExCZ13		Com-Indoor-LF+HIDSCECliExCZ13		Com-Indoor-LF+HIDSDGCliExCZ13

		Health/Medical - Clinic - 14		Health/Medical - Clinic		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		Cli		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.305		-0.0075		0.685		3375		SDG		1.105		1.305		-0.0072		0.685		3375						Com-Indoor-LF+HIDPGECliExCZ14		Com-Indoor-LF+HIDSCECliExCZ14		Com-Indoor-LF+HIDSDGCliExCZ14

		Health/Medical - Clinic - 15		Health/Medical - Clinic		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		Cli		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.33		-0.003494		0.685		3375		SDG		0.61		0.645		-0.00015		0.3465		1295						Com-Indoor-LF+HIDPGECliExCZ15		Com-Indoor-LF+HIDSCECliExCZ15		Com-Indoor-LF+HIDSDGCliExCZ15

		Health/Medical - Clinic - 16		Health/Medical - Clinic		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		Cli		CZ16		Wtd		PGE		0.995		1.235		-0.013845		0.685		3375		SCE		0.995		1.28		-0.013495		0.685		3375		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGECliExCZ16		Com-Indoor-LF+HIDSCECliExCZ16		Com-Indoor-LF+HIDSDGCliExCZ16

		Health/Medical - Clinic - 17		Health/Medical - Clinic		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		Cli		IOU		Wtd		PGE		1.07		1.24		-0.008385		0.685		3375		SCE		1.125		1.285		-0.005755		0.685		3375		SDG		1.125		1.26		-0.005034		0.685		3375						Com-Indoor-LF+HIDPGECliExIOU		Com-Indoor-LF+HIDSCECliExIOU		Com-Indoor-LF+HIDSDGCliExIOU

		Health/Medical - Hospital - 01		Health/Medical - Hospital		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		Hsp		CZ01		Wtd		PGE		1.09		1.16		-0.00751		0.827		5260		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ01		Com-Indoor-LF+HIDSCEHspExCZ01		Com-Indoor-LF+HIDSDGHspExCZ01

		Health/Medical - Hospital - 02		Health/Medical - Hospital		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		Hsp		CZ02		Wtd		PGE		1.1		1.23		-0.0066		0.827		5260		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ02		Com-Indoor-LF+HIDSCEHspExCZ02		Com-Indoor-LF+HIDSDGHspExCZ02

		Health/Medical - Hospital - 03		Health/Medical - Hospital		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		Hsp		CZ03		Wtd		PGE		1.12		1.21		-0.00601		0.827		5260		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ03		Com-Indoor-LF+HIDSCEHspExCZ03		Com-Indoor-LF+HIDSDGHspExCZ03

		Health/Medical - Hospital - 04		Health/Medical - Hospital		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		Hsp		CZ04		Wtd		PGE		1.12		1.23		-0.00589		0.827		5260		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ04		Com-Indoor-LF+HIDSCEHspExCZ04		Com-Indoor-LF+HIDSDGHspExCZ04

		Health/Medical - Hospital - 05		Health/Medical - Hospital		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		Hsp		CZ05		Wtd		PGE		1.11		1.19		-0.0061		0.827		5260		SCE		1.14		1.23		-0.00629		0.827		5260		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ05		Com-Indoor-LF+HIDSCEHspExCZ05		Com-Indoor-LF+HIDSDGHspExCZ05

		Health/Medical - Hospital - 06		Health/Medical - Hospital		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		Hsp		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.25		-0.0051		0.827		5260		SDG		1.15		1.23		-0.00521		0.827		5260						Com-Indoor-LF+HIDPGEHspExCZ06		Com-Indoor-LF+HIDSCEHspExCZ06		Com-Indoor-LF+HIDSDGHspExCZ06

		Health/Medical - Hospital - 07		Health/Medical - Hospital		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		Hsp		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.15		1.25		-0.0049		0.827		5260						Com-Indoor-LF+HIDPGEHspExCZ07		Com-Indoor-LF+HIDSCEHspExCZ07		Com-Indoor-LF+HIDSDGHspExCZ07

		Health/Medical - Hospital - 08		Health/Medical - Hospital		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		Hsp		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.26		-0.005		0.827		5260		SDG		1.15		1.25		-0.0051		0.827		5260						Com-Indoor-LF+HIDPGEHspExCZ08		Com-Indoor-LF+HIDSCEHspExCZ08		Com-Indoor-LF+HIDSDGHspExCZ08

		Health/Medical - Hospital - 09		Health/Medical - Hospital		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		Hsp		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.29		-0.0049		0.827		5260		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ09		Com-Indoor-LF+HIDSCEHspExCZ09		Com-Indoor-LF+HIDSDGHspExCZ09

		Health/Medical - Hospital - 10		Health/Medical - Hospital		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		Hsp		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.27		-0.0054		0.827		5260		SDG		1.15		1.27		-0.00549		0.827		5260						Com-Indoor-LF+HIDPGEHspExCZ10		Com-Indoor-LF+HIDSCEHspExCZ10		Com-Indoor-LF+HIDSDGHspExCZ10

		Health/Medical - Hospital - 11		Health/Medical - Hospital		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		Hsp		CZ11		Wtd		PGE		1.1		1.25		-0.0065		0.827		5260		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ11		Com-Indoor-LF+HIDSCEHspExCZ11		Com-Indoor-LF+HIDSDGHspExCZ11

		Health/Medical - Hospital - 12		Health/Medical - Hospital		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		Hsp		CZ12		Wtd		PGE		1.11		1.25		-0.00641		0.827		5260		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ12		Com-Indoor-LF+HIDSCEHspExCZ12		Com-Indoor-LF+HIDSDGHspExCZ12

		Health/Medical - Hospital - 13		Health/Medical - Hospital		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		Hsp		CZ13		Wtd		PGE		1.12		1.26		-0.00561		0.827		5260		SCE		1.14		1.29		-0.00601		0.827		5260		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ13		Com-Indoor-LF+HIDSCEHspExCZ13		Com-Indoor-LF+HIDSDGHspExCZ13

		Health/Medical - Hospital - 14		Health/Medical - Hospital		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		Hsp		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.29		-0.00681		0.827		5260		SDG		1.12		1.28		-0.00681		0.827		5260						Com-Indoor-LF+HIDPGEHspExCZ14		Com-Indoor-LF+HIDSCEHspExCZ14		Com-Indoor-LF+HIDSDGHspExCZ14

		Health/Medical - Hospital - 15		Health/Medical - Hospital		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		Hsp		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.31		-0.00451		0.827		5260		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ15		Com-Indoor-LF+HIDSCEHspExCZ15		Com-Indoor-LF+HIDSDGHspExCZ15

		Health/Medical - Hospital - 16		Health/Medical - Hospital		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		Hsp		CZ16		Wtd		PGE		1.05		1.22		-0.011		0.827		5260		SCE		1.05		1.25		-0.01		0.827		5260		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ16		Com-Indoor-LF+HIDSCEHspExCZ16		Com-Indoor-LF+HIDSDGHspExCZ16

		Health/Medical - Hospital - 17		Health/Medical - Hospital		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		Hsp		IOU		Wtd		PGE		1.11		1.23		-0.00614		0.827		5260		SCE		1.16		1.27		-0.00527		0.827		5260		SDG		1.15		1.25		-0.005		0.827		5260						Com-Indoor-LF+HIDPGEHspExIOU		Com-Indoor-LF+HIDSCEHspExIOU		Com-Indoor-LF+HIDSDGHspExIOU

		Health/Medical - Nursing Home - 01		Health/Medical - Nursing Home		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		Nrs		CZ01		Wtd		PGE		1.01		1.16		-0.018		0.677		4160		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ01		Com-Indoor-LF+HIDSCENrsExCZ01		Com-Indoor-LF+HIDSDGNrsExCZ01

		Health/Medical - Nursing Home - 02		Health/Medical - Nursing Home		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		Nrs		CZ02		Wtd		PGE		1.04		1.25		-0.015		0.677		4160		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ02		Com-Indoor-LF+HIDSCENrsExCZ02		Com-Indoor-LF+HIDSDGNrsExCZ02

		Health/Medical - Nursing Home - 03		Health/Medical - Nursing Home		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		Nrs		CZ03		Wtd		PGE		1.05		1.24		-0.014		0.677		4160		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ03		Com-Indoor-LF+HIDSCENrsExCZ03		Com-Indoor-LF+HIDSDGNrsExCZ03

		Health/Medical - Nursing Home - 04		Health/Medical - Nursing Home		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		Nrs		CZ04		Wtd		PGE		1.06		1.26		-0.013		0.677		4160		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ04		Com-Indoor-LF+HIDSCENrsExCZ04		Com-Indoor-LF+HIDSDGNrsExCZ04

		Health/Medical - Nursing Home - 05		Health/Medical - Nursing Home		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		Nrs		CZ05		Wtd		PGE		1.05		1.21		-0.013		0.677		4160		SCE		1.04		1.25		-0.013		0.677		4160		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ05		Com-Indoor-LF+HIDSCENrsExCZ05		Com-Indoor-LF+HIDSDGNrsExCZ05

		Health/Medical - Nursing Home - 06		Health/Medical - Nursing Home		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		Nrs		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.08		1.26		-0.01		0.677		4160		SDG		1.07		1.25		-0.011		0.677		4160						Com-Indoor-LF+HIDPGENrsExCZ06		Com-Indoor-LF+HIDSCENrsExCZ06		Com-Indoor-LF+HIDSDGNrsExCZ06

		Health/Medical - Nursing Home - 07		Health/Medical - Nursing Home		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		Nrs		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.08		1.26		-0.0095		0.677		4160						Com-Indoor-LF+HIDPGENrsExCZ07		Com-Indoor-LF+HIDSCENrsExCZ07		Com-Indoor-LF+HIDSDGNrsExCZ07

		Health/Medical - Nursing Home - 08		Health/Medical - Nursing Home		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		Nrs		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.28		-0.00959		0.677		4160		SDG		1.09		1.27		-0.00981		0.677		4160						Com-Indoor-LF+HIDPGENrsExCZ08		Com-Indoor-LF+HIDSCENrsExCZ08		Com-Indoor-LF+HIDSDGNrsExCZ08

		Health/Medical - Nursing Home - 09		Health/Medical - Nursing Home		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		Nrs		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.32		-0.00971		0.677		4160		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ09		Com-Indoor-LF+HIDSCENrsExCZ09		Com-Indoor-LF+HIDSDGNrsExCZ09

		Health/Medical - Nursing Home - 10		Health/Medical - Nursing Home		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		Nrs		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.32		-0.00981		0.677		4160		SDG		1.09		1.32		-0.01		0.677		4160						Com-Indoor-LF+HIDPGENrsExCZ10		Com-Indoor-LF+HIDSCENrsExCZ10		Com-Indoor-LF+HIDSDGNrsExCZ10

		Health/Medical - Nursing Home - 11		Health/Medical - Nursing Home		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		Nrs		CZ11		Wtd		PGE		1.06		1.27		-0.013		0.677		4160		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ11		Com-Indoor-LF+HIDSCENrsExCZ11		Com-Indoor-LF+HIDSDGNrsExCZ11

		Health/Medical - Nursing Home - 12		Health/Medical - Nursing Home		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		Nrs		CZ12		Wtd		PGE		1.05		1.27		-0.013		0.677		4160		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ12		Com-Indoor-LF+HIDSCENrsExCZ12		Com-Indoor-LF+HIDSDGNrsExCZ12

		Health/Medical - Nursing Home - 13		Health/Medical - Nursing Home		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		Nrs		CZ13		Wtd		PGE		1.08		1.28		-0.011		0.677		4160		SCE		1.08		1.34		-0.011		0.677		4160		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ13		Com-Indoor-LF+HIDSCENrsExCZ13		Com-Indoor-LF+HIDSDGNrsExCZ13

		Health/Medical - Nursing Home - 14		Health/Medical - Nursing Home		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		Nrs		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.08		1.33		-0.012		0.677		4160		SDG		1.08		1.34		-0.012		0.677		4160						Com-Indoor-LF+HIDPGENrsExCZ14		Com-Indoor-LF+HIDSCENrsExCZ14		Com-Indoor-LF+HIDSDGNrsExCZ14

		Health/Medical - Nursing Home - 15		Health/Medical - Nursing Home		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		Nrs		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.36		-0.00639		0.677		4160		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ15		Com-Indoor-LF+HIDSCENrsExCZ15		Com-Indoor-LF+HIDSDGNrsExCZ15

		Health/Medical - Nursing Home - 16		Health/Medical - Nursing Home		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		Nrs		CZ16		Wtd		PGE		1		1.24		-0.019		0.677		4160		SCE		0.99		1.28		-0.019		0.677		4160		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ16		Com-Indoor-LF+HIDSCENrsExCZ16		Com-Indoor-LF+HIDSDGNrsExCZ16

		Health/Medical - Nursing Home - 17		Health/Medical - Nursing Home		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		Nrs		IOU		Wtd		PGE		1.06		1.26		-0.0132		0.677		4160		SCE		1.09		1.29		-0.01		0.677		4160		SDG		1.08		1.27		-0.00962		0.677		4160						Com-Indoor-LF+HIDPGENrsExIOU		Com-Indoor-LF+HIDSCENrsExIOU		Com-Indoor-LF+HIDSDGNrsExIOU

		Industrial - 01		Industrial		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		Ind		CZ01		Wtd		PGE		1.045		1.16		-0.0049045		0.887		3375		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ01		Com-Indoor-LF+HIDSCEIndExCZ01		Com-Indoor-LF+HIDSDGIndExCZ01

		Industrial - 02		Industrial		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		Ind		CZ02		Wtd		PGE		1.08		1.18		-0.0031555		0.887		3375		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ02		Com-Indoor-LF+HIDSCEIndExCZ02		Com-Indoor-LF+HIDSDGIndExCZ02

		Industrial - 03		Industrial		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		Ind		CZ03		Wtd		PGE		1.09		1.185		-0.0027045		0.887		3375		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ03		Com-Indoor-LF+HIDSCEIndExCZ03		Com-Indoor-LF+HIDSDGIndExCZ03

		Industrial - 04		Industrial		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		Ind		CZ04		Wtd		PGE		1.09		1.185		-0.0025445		0.887		3375		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ04		Com-Indoor-LF+HIDSCEIndExCZ04		Com-Indoor-LF+HIDSDGIndExCZ04

		Industrial - 05		Industrial		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		Ind		CZ05		Wtd		PGE		1.09		1.175		-0.00195		0.887		3375		SCE		1.125		1.24		-0.0019545		0.887		3375		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ05		Com-Indoor-LF+HIDSCEIndExCZ05		Com-Indoor-LF+HIDSDGIndExCZ05

		Industrial - 06		Industrial		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		Ind		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.235		-0.00105		0.887		3375		SDG		1.12		1.23		-0.0012		0.887		3375						Com-Indoor-LF+HIDPGEIndExCZ06		Com-Indoor-LF+HIDSCEIndExCZ06		Com-Indoor-LF+HIDSDGIndExCZ06

		Industrial - 07		Industrial		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		Ind		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.13		1.23		-0.0007		0.887		3375						Com-Indoor-LF+HIDPGEIndExCZ07		Com-Indoor-LF+HIDSCEIndExCZ07		Com-Indoor-LF+HIDSDGIndExCZ07

		Industrial - 08		Industrial		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		Ind		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.245		-0.00085		0.887		3375		SDG		1.135		1.25		-0.00095		0.887		3375						Com-Indoor-LF+HIDPGEIndExCZ08		Com-Indoor-LF+HIDSCEIndExCZ08		Com-Indoor-LF+HIDSDGIndExCZ08

		Industrial - 09		Industrial		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		Ind		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.255		-0.00065		0.887		3375		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ09		Com-Indoor-LF+HIDSCEIndExCZ09		Com-Indoor-LF+HIDSDGIndExCZ09

		Industrial - 10		Industrial		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		Ind		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.215		-0.00095		0.887		3375		SDG		1.135		1.23		-0.001		0.887		3375						Com-Indoor-LF+HIDPGEIndExCZ10		Com-Indoor-LF+HIDSCEIndExCZ10		Com-Indoor-LF+HIDSDGIndExCZ10

		Industrial - 11		Industrial		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		Ind		CZ11		Wtd		PGE		1.075		1.185		-0.0036955		0.887		3375		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ11		Com-Indoor-LF+HIDSCEIndExCZ11		Com-Indoor-LF+HIDSDGIndExCZ11

		Industrial - 12		Industrial		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		Ind		CZ12		Wtd		PGE		1.085		1.2		-0.003395		0.887		3375		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ12		Com-Indoor-LF+HIDSCEIndExCZ12		Com-Indoor-LF+HIDSDGIndExCZ12

		Industrial - 13		Industrial		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		Ind		CZ13		Wtd		PGE		1.1		1.2		-0.0025495		0.887		3375		SCE		1.12		1.255		-0.0026005		0.887		3375		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ13		Com-Indoor-LF+HIDSCEIndExCZ13		Com-Indoor-LF+HIDSDGIndExCZ13

		Industrial - 14		Industrial		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		Ind		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.245		-0.0033055		0.887		3375		SDG		1.1		1.26		-0.003545		0.887		3375						Com-Indoor-LF+HIDPGEIndExCZ14		Com-Indoor-LF+HIDSCEIndExCZ14		Com-Indoor-LF+HIDSDGIndExCZ14

		Industrial - 15		Industrial		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		Ind		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.21		-0.0004005		0.887		3375		SDG		1.19		1.22		-0.0004005		0.887		3375						Com-Indoor-LF+HIDPGEIndExCZ15		Com-Indoor-LF+HIDSCEIndExCZ15		Com-Indoor-LF+HIDSDGIndExCZ15

		Industrial - 16		Industrial		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		Ind		CZ16		Wtd		PGE		1.025		1.18		-0.007645		0.887		3375		SCE		1.025		1.23		-0.0076		0.887		3375		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ16		Com-Indoor-LF+HIDSCEIndExCZ16		Com-Indoor-LF+HIDSDGIndExCZ16

		Industrial - 17		Industrial		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		Ind		IOU		Wtd		PGE		1.085		1.19		-0.0029275		0.887		3375		SCE		1.14		1.24		-0.0011385		0.887		3375		SDG		1.13		1.23		-0.0008405		0.887		3375						Com-Indoor-LF+HIDPGEIndExIOU		Com-Indoor-LF+HIDSCEIndExIOU		Com-Indoor-LF+HIDSDGIndExIOU

		Lodging - Guest Rooms - 01		Lodging - Guest Rooms		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		GsR		CZ01		Wtd		PGE		0.99		1.19		-0.00871		0.172		1550		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ01		Com-Indoor-LF+HIDSCEGsRExCZ01		Com-Indoor-LF+HIDSDGGsRExCZ01

		Lodging - Guest Rooms - 02		Lodging - Guest Rooms		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		GsR		CZ02		Wtd		PGE		1.02		1.23		-0.00652		0.172		1550		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ02		Com-Indoor-LF+HIDSCEGsRExCZ02		Com-Indoor-LF+HIDSDGGsRExCZ02

		Lodging - Guest Rooms - 03		Lodging - Guest Rooms		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		GsR		CZ03		Wtd		PGE		1.04		1.22		-0.0059		0.172		1550		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ03		Com-Indoor-LF+HIDSCEGsRExCZ03		Com-Indoor-LF+HIDSDGGsRExCZ03

		Lodging - Guest Rooms - 04		Lodging - Guest Rooms		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		GsR		CZ04		Wtd		PGE		1.05		1.23		-0.0053		0.172		1550		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ04		Com-Indoor-LF+HIDSCEGsRExCZ04		Com-Indoor-LF+HIDSDGGsRExCZ04

		Lodging - Guest Rooms - 05		Lodging - Guest Rooms		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		GsR		CZ05		Wtd		PGE		1.04		1.2		-0.0058		0.172		1550		SCE		1.07		1.26		-0.0049		0.172		1550		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ05		Com-Indoor-LF+HIDSCEGsRExCZ05		Com-Indoor-LF+HIDSDGGsRExCZ05

		Lodging - Guest Rooms - 06		Lodging - Guest Rooms		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		GsR		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.27		-0.0032		0.172		1550		SDG		1.11		1.26		-0.0033		0.172		1550						Com-Indoor-LF+HIDPGEGsRExCZ06		Com-Indoor-LF+HIDSCEGsRExCZ06		Com-Indoor-LF+HIDSDGGsRExCZ06

		Lodging - Guest Rooms - 07		Lodging - Guest Rooms		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		GsR		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.13		1.26		-0.0029		0.172		1550						Com-Indoor-LF+HIDPGEGsRExCZ07		Com-Indoor-LF+HIDSCEGsRExCZ07		Com-Indoor-LF+HIDSDGGsRExCZ07

		Lodging - Guest Rooms - 08		Lodging - Guest Rooms		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		GsR		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.28		-0.0028		0.172		1550		SDG		1.12		1.27		-0.0029		0.172		1550						Com-Indoor-LF+HIDPGEGsRExCZ08		Com-Indoor-LF+HIDSCEGsRExCZ08		Com-Indoor-LF+HIDSDGGsRExCZ08

		Lodging - Guest Rooms - 09		Lodging - Guest Rooms		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		GsR		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.3		-0.0029		0.172		1550		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ09		Com-Indoor-LF+HIDSCEGsRExCZ09		Com-Indoor-LF+HIDSDGGsRExCZ09

		Lodging - Guest Rooms - 10		Lodging - Guest Rooms		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		GsR		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.29		-0.0033		0.172		1550		SDG		1.12		1.28		-0.0033		0.172		1550						Com-Indoor-LF+HIDPGEGsRExCZ10		Com-Indoor-LF+HIDSCEGsRExCZ10		Com-Indoor-LF+HIDSDGGsRExCZ10

		Lodging - Guest Rooms - 11		Lodging - Guest Rooms		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		GsR		CZ11		Wtd		PGE		1.04		1.24		-0.0059		0.172		1550		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ11		Com-Indoor-LF+HIDSCEGsRExCZ11		Com-Indoor-LF+HIDSDGGsRExCZ11

		Lodging - Guest Rooms - 12		Lodging - Guest Rooms		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		GsR		CZ12		Wtd		PGE		1.03		1.24		-0.006		0.172		1550		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ12		Com-Indoor-LF+HIDSCEGsRExCZ12		Com-Indoor-LF+HIDSDGGsRExCZ12

		Lodging - Guest Rooms - 13		Lodging - Guest Rooms		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		GsR		CZ13		Wtd		PGE		1.07		1.25		-0.0048		0.172		1550		SCE		1.1		1.32		-0.0041		0.172		1550		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ13		Com-Indoor-LF+HIDSCEGsRExCZ13		Com-Indoor-LF+HIDSDGGsRExCZ13

		Lodging - Guest Rooms - 14		Lodging - Guest Rooms		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		GsR		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.31		-0.0044		0.172		1550		SDG		1.07		1.31		-0.0045		0.172		1550						Com-Indoor-LF+HIDPGEGsRExCZ14		Com-Indoor-LF+HIDSCEGsRExCZ14		Com-Indoor-LF+HIDSDGGsRExCZ14

		Lodging - Guest Rooms - 15		Lodging - Guest Rooms		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		GsR		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.19		1.32		-0.0016		0.172		1550		SDG		1.18		1.32		-0.0016		0.172		1550						Com-Indoor-LF+HIDPGEGsRExCZ15		Com-Indoor-LF+HIDSCEGsRExCZ15		Com-Indoor-LF+HIDSDGGsRExCZ15

		Lodging - Guest Rooms - 16		Lodging - Guest Rooms		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		GsR		CZ16		Wtd		PGE		0.93		1.22		-0.00948		0.172		1550		SCE		0.94		1.29		-0.00813		0.172		1550		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ16		Com-Indoor-LF+HIDSCEGsRExCZ16		Com-Indoor-LF+HIDSDGGsRExCZ16

		Lodging - Guest Rooms - 17		Lodging - Guest Rooms		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		GsR		IOU		Wtd		PGE		1.04		1.23		-0.00586		0.172		1550		SCE		1.14		1.28		-0.00307		0.172		1550		SDG		1.13		1.26		-0.00295		0.172		1550						Com-Indoor-LF+HIDPGEGsRExIOU		Com-Indoor-LF+HIDSCEGsRExIOU		Com-Indoor-LF+HIDSDGGsRExIOU

		Lodging - Hotel - 01		Lodging - Hotel		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		Htl		CZ01		Wtd		PGE		0.97		1.18		-0.00718		0.242		1950		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ01		Com-Indoor-LF+HIDSCEHtlExCZ01		Com-Indoor-LF+HIDSDGHtlExCZ01

		Lodging - Hotel - 02		Lodging - Hotel		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		Htl		CZ02		Wtd		PGE		1.01		1.25		-0.006		0.242		1950		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ02		Com-Indoor-LF+HIDSCEHtlExCZ02		Com-Indoor-LF+HIDSDGHtlExCZ02

		Lodging - Hotel - 03		Lodging - Hotel		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		Htl		CZ03		Wtd		PGE		1.03		1.24		-0.00559		0.242		1950		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ03		Com-Indoor-LF+HIDSCEHtlExCZ03		Com-Indoor-LF+HIDSDGHtlExCZ03

		Lodging - Hotel - 04		Lodging - Hotel		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		Htl		CZ04		Wtd		PGE		1.04		1.25		-0.0049		0.242		1950		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ04		Com-Indoor-LF+HIDSCEHtlExCZ04		Com-Indoor-LF+HIDSDGHtlExCZ04

		Lodging - Hotel - 05		Lodging - Hotel		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		Htl		CZ05		Wtd		PGE		1.03		1.23		-0.00518		0.242		1950		SCE		1.05		1.27		-0.0048		0.242		1950		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ05		Com-Indoor-LF+HIDSCEHtlExCZ05		Com-Indoor-LF+HIDSDGHtlExCZ05

		Lodging - Hotel - 06		Lodging - Hotel		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		Htl		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.27		-0.0033		0.242		1950		SDG		1.09		1.26		-0.0034		0.242		1950						Com-Indoor-LF+HIDPGEHtlExCZ06		Com-Indoor-LF+HIDSCEHtlExCZ06		Com-Indoor-LF+HIDSDGHtlExCZ06

		Lodging - Hotel - 07		Lodging - Hotel		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		Htl		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.1		1.25		-0.0031		0.242		1950						Com-Indoor-LF+HIDPGEHtlExCZ07		Com-Indoor-LF+HIDSCEHtlExCZ07		Com-Indoor-LF+HIDSDGHtlExCZ07

		Lodging - Hotel - 08		Lodging - Hotel		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		Htl		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.28		-0.0032		0.242		1950		SDG		1.1		1.27		-0.0033		0.242		1950						Com-Indoor-LF+HIDPGEHtlExCZ08		Com-Indoor-LF+HIDSCEHtlExCZ08		Com-Indoor-LF+HIDSDGHtlExCZ08

		Lodging - Hotel - 09		Lodging - Hotel		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		Htl		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.3		-0.0032		0.242		1950		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ09		Com-Indoor-LF+HIDSCEHtlExCZ09		Com-Indoor-LF+HIDSDGHtlExCZ09

		Lodging - Hotel - 10		Lodging - Hotel		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		Htl		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.29		-0.0033		0.242		1950		SDG		1.1		1.29		-0.0035		0.242		1950						Com-Indoor-LF+HIDPGEHtlExCZ10		Com-Indoor-LF+HIDSCEHtlExCZ10		Com-Indoor-LF+HIDSDGHtlExCZ10

		Lodging - Hotel - 11		Lodging - Hotel		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		Htl		CZ11		Wtd		PGE		1.03		1.26		-0.00579		0.242		1950		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ11		Com-Indoor-LF+HIDSCEHtlExCZ11		Com-Indoor-LF+HIDSDGHtlExCZ11

		Lodging - Hotel - 12		Lodging - Hotel		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		Htl		CZ12		Wtd		PGE		1.03		1.26		-0.00569		0.242		1950		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ12		Com-Indoor-LF+HIDSCEHtlExCZ12		Com-Indoor-LF+HIDSDGHtlExCZ12

		Lodging - Hotel - 13		Lodging - Hotel		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		Htl		CZ13		Wtd		PGE		1.07		1.27		-0.0045		0.242		1950		SCE		1.09		1.3		-0.0043		0.242		1950		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ13		Com-Indoor-LF+HIDSCEHtlExCZ13		Com-Indoor-LF+HIDSDGHtlExCZ13

		Lodging - Hotel - 14		Lodging - Hotel		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		Htl		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.06		1.3		-0.0046		0.242		1950		SDG		1.05		1.29		-0.0048		0.242		1950						Com-Indoor-LF+HIDPGEHtlExCZ14		Com-Indoor-LF+HIDSCEHtlExCZ14		Com-Indoor-LF+HIDSDGHtlExCZ14

		Lodging - Hotel - 15		Lodging - Hotel		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		Htl		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.3		-0.0021		0.242		1950		SDG		1.16		1.29		-0.0023		0.242		1950						Com-Indoor-LF+HIDPGEHtlExCZ15		Com-Indoor-LF+HIDSCEHtlExCZ15		Com-Indoor-LF+HIDSDGHtlExCZ15

		Lodging - Hotel - 16		Lodging - Hotel		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		Htl		CZ16		Wtd		PGE		0.92		1.25		-0.00938		0.242		1950		SCE		0.93		1.29		-0.00872		0.242		1950		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ16		Com-Indoor-LF+HIDSCEHtlExCZ16		Com-Indoor-LF+HIDSDGHtlExCZ16

		Lodging - Hotel - 17		Lodging - Hotel		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		Htl		IOU		Wtd		PGE		1.03		1.25		-0.00549		0.242		1950		SCE		1.11		1.29		-0.00334		0.242		1950		SDG		1.1		1.25		-0.00316		0.242		1950						Com-Indoor-LF+HIDPGEHtlExIOU		Com-Indoor-LF+HIDSCEHtlExIOU		Com-Indoor-LF+HIDSDGHtlExIOU

		Lodging - Motel - 01		Lodging - Motel		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		Mtl		CZ01		Wtd		PGE		0.99		1.19		-0.00871		0.172		1550		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ01		Com-Indoor-LF+HIDSCEMtlExCZ01		Com-Indoor-LF+HIDSDGMtlExCZ01

		Lodging - Motel - 02		Lodging - Motel		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		Mtl		CZ02		Wtd		PGE		1.02		1.23		-0.00652		0.172		1550		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ02		Com-Indoor-LF+HIDSCEMtlExCZ02		Com-Indoor-LF+HIDSDGMtlExCZ02

		Lodging - Motel - 03		Lodging - Motel		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		Mtl		CZ03		Wtd		PGE		1.04		1.22		-0.0059		0.172		1550		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ03		Com-Indoor-LF+HIDSCEMtlExCZ03		Com-Indoor-LF+HIDSDGMtlExCZ03

		Lodging - Motel - 04		Lodging - Motel		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		Mtl		CZ04		Wtd		PGE		1.05		1.23		-0.0053		0.172		1550		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ04		Com-Indoor-LF+HIDSCEMtlExCZ04		Com-Indoor-LF+HIDSDGMtlExCZ04

		Lodging - Motel - 05		Lodging - Motel		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		Mtl		CZ05		Wtd		PGE		1.04		1.2		-0.0058		0.172		1550		SCE		1.07		1.26		-0.0049		0.172		1550		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ05		Com-Indoor-LF+HIDSCEMtlExCZ05		Com-Indoor-LF+HIDSDGMtlExCZ05

		Lodging - Motel - 06		Lodging - Motel		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		Mtl		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.27		-0.0032		0.172		1550		SDG		1.11		1.26		-0.0033		0.172		1550						Com-Indoor-LF+HIDPGEMtlExCZ06		Com-Indoor-LF+HIDSCEMtlExCZ06		Com-Indoor-LF+HIDSDGMtlExCZ06

		Lodging - Motel - 07		Lodging - Motel		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		Mtl		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.13		1.26		-0.0029		0.172		1550						Com-Indoor-LF+HIDPGEMtlExCZ07		Com-Indoor-LF+HIDSCEMtlExCZ07		Com-Indoor-LF+HIDSDGMtlExCZ07

		Lodging - Motel - 08		Lodging - Motel		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		Mtl		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.28		-0.0028		0.172		1550		SDG		1.12		1.27		-0.0029		0.172		1550						Com-Indoor-LF+HIDPGEMtlExCZ08		Com-Indoor-LF+HIDSCEMtlExCZ08		Com-Indoor-LF+HIDSDGMtlExCZ08

		Lodging - Motel - 09		Lodging - Motel		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		Mtl		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.3		-0.0029		0.172		1550		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ09		Com-Indoor-LF+HIDSCEMtlExCZ09		Com-Indoor-LF+HIDSDGMtlExCZ09

		Lodging - Motel - 10		Lodging - Motel		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		Mtl		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.29		-0.0033		0.172		1550		SDG		1.12		1.28		-0.0033		0.172		1550						Com-Indoor-LF+HIDPGEMtlExCZ10		Com-Indoor-LF+HIDSCEMtlExCZ10		Com-Indoor-LF+HIDSDGMtlExCZ10

		Lodging - Motel - 11		Lodging - Motel		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		Mtl		CZ11		Wtd		PGE		1.04		1.24		-0.0059		0.172		1550		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ11		Com-Indoor-LF+HIDSCEMtlExCZ11		Com-Indoor-LF+HIDSDGMtlExCZ11

		Lodging - Motel - 12		Lodging - Motel		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		Mtl		CZ12		Wtd		PGE		1.03		1.24		-0.006		0.172		1550		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ12		Com-Indoor-LF+HIDSCEMtlExCZ12		Com-Indoor-LF+HIDSDGMtlExCZ12

		Lodging - Motel - 13		Lodging - Motel		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		Mtl		CZ13		Wtd		PGE		1.07		1.25		-0.0048		0.172		1550		SCE		1.1		1.32		-0.0041		0.172		1550		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ13		Com-Indoor-LF+HIDSCEMtlExCZ13		Com-Indoor-LF+HIDSDGMtlExCZ13

		Lodging - Motel - 14		Lodging - Motel		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		Mtl		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.31		-0.0044		0.172		1550		SDG		1.07		1.31		-0.0045		0.172		1550						Com-Indoor-LF+HIDPGEMtlExCZ14		Com-Indoor-LF+HIDSCEMtlExCZ14		Com-Indoor-LF+HIDSDGMtlExCZ14

		Lodging - Motel - 15		Lodging - Motel		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		Mtl		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.19		1.32		-0.0016		0.172		1550		SDG		1.18		1.32		-0.0016		0.172		1550						Com-Indoor-LF+HIDPGEMtlExCZ15		Com-Indoor-LF+HIDSCEMtlExCZ15		Com-Indoor-LF+HIDSDGMtlExCZ15

		Lodging - Motel - 16		Lodging - Motel		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		Mtl		CZ16		Wtd		PGE		0.93		1.22		-0.00948		0.172		1550		SCE		0.94		1.29		-0.00813		0.172		1550		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ16		Com-Indoor-LF+HIDSCEMtlExCZ16		Com-Indoor-LF+HIDSDGMtlExCZ16

		Lodging - Motel - 17		Lodging - Motel		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		Mtl		IOU		Wtd		PGE		1.04		1.23		-0.00586		0.172		1550		SCE		1.14		1.28		-0.00307		0.172		1550		SDG		1.13		1.26		-0.00295		0.172		1550						Com-Indoor-LF+HIDPGEMtlExIOU		Com-Indoor-LF+HIDSCEMtlExIOU		Com-Indoor-LF+HIDSDGMtlExIOU

		Manufacturing - Bio/Tech - 01		Manufacturing - Bio/Tech		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		MBT		CZ01		Wtd		PGE		1.1		1.19		-0.000799		0.851		3530		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ01		Com-Indoor-LF+HIDSCEMBTExCZ01		Com-Indoor-LF+HIDSDGMBTExCZ01

		Manufacturing - Bio/Tech - 02		Manufacturing - Bio/Tech		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		MBT		CZ02		Wtd		PGE		1.12		1.2		-0.000601		0.851		3530		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ02		Com-Indoor-LF+HIDSCEMBTExCZ02		Com-Indoor-LF+HIDSDGMBTExCZ02

		Manufacturing - Bio/Tech - 03		Manufacturing - Bio/Tech		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		MBT		CZ03		Wtd		PGE		1.13		1.2		-0.000499		0.851		3530		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ03		Com-Indoor-LF+HIDSCEMBTExCZ03		Com-Indoor-LF+HIDSDGMBTExCZ03

		Manufacturing - Bio/Tech - 04		Manufacturing - Bio/Tech		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		MBT		CZ04		Wtd		PGE		1.12		1.2		-0.000399		0.851		3530		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ04		Com-Indoor-LF+HIDSCEMBTExCZ04		Com-Indoor-LF+HIDSDGMBTExCZ04

		Manufacturing - Bio/Tech - 05		Manufacturing - Bio/Tech		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		MBT		CZ05		Wtd		PGE		1.13		1.2		-0.0003		0.851		3530		SCE		1.17		1.27		-0.000399		0.851		3530		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ05		Com-Indoor-LF+HIDSCEMBTExCZ05		Com-Indoor-LF+HIDSDGMBTExCZ05

		Manufacturing - Bio/Tech - 06		Manufacturing - Bio/Tech		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		MBT		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.26		-0.0002		0.851		3530		SDG		1.16		1.26		-0.0002		0.851		3530						Com-Indoor-LF+HIDPGEMBTExCZ06		Com-Indoor-LF+HIDSCEMBTExCZ06		Com-Indoor-LF+HIDSDGMBTExCZ06

		Manufacturing - Bio/Tech - 07		Manufacturing - Bio/Tech		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		MBT		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.17		1.25		0		0.851		3530						Com-Indoor-LF+HIDPGEMBTExCZ07		Com-Indoor-LF+HIDSCEMBTExCZ07		Com-Indoor-LF+HIDSDGMBTExCZ07

		Manufacturing - Bio/Tech - 08		Manufacturing - Bio/Tech		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		MBT		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.28		-0.0002		0.851		3530		SDG		1.17		1.29		-0.0002		0.851		3530						Com-Indoor-LF+HIDPGEMBTExCZ08		Com-Indoor-LF+HIDSCEMBTExCZ08		Com-Indoor-LF+HIDSDGMBTExCZ08

		Manufacturing - Bio/Tech - 09		Manufacturing - Bio/Tech		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		MBT		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.19		1.29		0		0.851		3530		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ09		Com-Indoor-LF+HIDSCEMBTExCZ09		Com-Indoor-LF+HIDSDGMBTExCZ09

		Manufacturing - Bio/Tech - 10		Manufacturing - Bio/Tech		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		MBT		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.23		-0.0003		0.851		3530		SDG		1.17		1.25		-0.0003		0.851		3530						Com-Indoor-LF+HIDPGEMBTExCZ10		Com-Indoor-LF+HIDSCEMBTExCZ10		Com-Indoor-LF+HIDSDGMBTExCZ10

		Manufacturing - Bio/Tech - 11		Manufacturing - Bio/Tech		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		MBT		CZ11		Wtd		PGE		1.11		1.2		-0.000901		0.851		3530		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ11		Com-Indoor-LF+HIDSCEMBTExCZ11		Com-Indoor-LF+HIDSDGMBTExCZ11

		Manufacturing - Bio/Tech - 12		Manufacturing - Bio/Tech		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		MBT		CZ12		Wtd		PGE		1.12		1.23		-0.0007		0.851		3530		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ12		Com-Indoor-LF+HIDSCEMBTExCZ12		Com-Indoor-LF+HIDSDGMBTExCZ12

		Manufacturing - Bio/Tech - 13		Manufacturing - Bio/Tech		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		MBT		CZ13		Wtd		PGE		1.13		1.23		-0.000499		0.851		3530		SCE		1.16		1.29		-0.000601		0.851		3530		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ13		Com-Indoor-LF+HIDSCEMBTExCZ13		Com-Indoor-LF+HIDSDGMBTExCZ13

		Manufacturing - Bio/Tech - 14		Manufacturing - Bio/Tech		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		MBT		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.27		-0.000901		0.851		3530		SDG		1.14		1.28		-0.001		0.851		3530						Com-Indoor-LF+HIDPGEMBTExCZ14		Com-Indoor-LF+HIDSCEMBTExCZ14		Com-Indoor-LF+HIDSDGMBTExCZ14

		Manufacturing - Bio/Tech - 15		Manufacturing - Bio/Tech		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		MBT		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.2		1.22		0		0.851		3530		SDG		1.22		1.23		0		0.851		3530						Com-Indoor-LF+HIDPGEMBTExCZ15		Com-Indoor-LF+HIDSCEMBTExCZ15		Com-Indoor-LF+HIDSDGMBTExCZ15

		Manufacturing - Bio/Tech - 16		Manufacturing - Bio/Tech		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		MBT		CZ16		Wtd		PGE		1.07		1.2		-0.00329		0.851		3530		SCE		1.07		1.26		-0.0032		0.851		3530		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ16		Com-Indoor-LF+HIDSCEMBTExCZ16		Com-Indoor-LF+HIDSDGMBTExCZ16

		Manufacturing - Bio/Tech - 17		Manufacturing - Bio/Tech		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		MBT		IOU		Wtd		PGE		1.12		1.21		-0.000575		0.851		3530		SCE		1.17		1.27		-0.000277		0.851		3530		SDG		1.17		1.25		-0.000111		0.851		3530						Com-Indoor-LF+HIDPGEMBTExIOU		Com-Indoor-LF+HIDSCEMBTExIOU		Com-Indoor-LF+HIDSDGMBTExIOU

		Manufacturing - Light Industrial - 01		Manufacturing - Light Industrial		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		MLI		CZ01		Wtd		PGE		0.99		1.13		-0.00901		0.923		3220		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ01		Com-Indoor-LF+HIDSCEMLIExCZ01		Com-Indoor-LF+HIDSDGMLIExCZ01

		Manufacturing - Light Industrial - 02		Manufacturing - Light Industrial		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		MLI		CZ02		Wtd		PGE		1.04		1.16		-0.00571		0.923		3220		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ02		Com-Indoor-LF+HIDSCEMLIExCZ02		Com-Indoor-LF+HIDSDGMLIExCZ02

		Manufacturing - Light Industrial - 03		Manufacturing - Light Industrial		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		MLI		CZ03		Wtd		PGE		1.05		1.17		-0.00491		0.923		3220		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ03		Com-Indoor-LF+HIDSCEMLIExCZ03		Com-Indoor-LF+HIDSDGMLIExCZ03

		Manufacturing - Light Industrial - 04		Manufacturing - Light Industrial		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		MLI		CZ04		Wtd		PGE		1.06		1.17		-0.00469		0.923		3220		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ04		Com-Indoor-LF+HIDSCEMLIExCZ04		Com-Indoor-LF+HIDSDGMLIExCZ04

		Manufacturing - Light Industrial - 05		Manufacturing - Light Industrial		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		MLI		CZ05		Wtd		PGE		1.05		1.15		-0.0036		0.923		3220		SCE		1.08		1.21		-0.00351		0.923		3220		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ05		Com-Indoor-LF+HIDSCEMLIExCZ05		Com-Indoor-LF+HIDSDGMLIExCZ05

		Manufacturing - Light Industrial - 06		Manufacturing - Light Industrial		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		MLI		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.21		-0.0019		0.923		3220		SDG		1.08		1.2		-0.0022		0.923		3220						Com-Indoor-LF+HIDPGEMLIExCZ06		Com-Indoor-LF+HIDSCEMLIExCZ06		Com-Indoor-LF+HIDSDGMLIExCZ06

		Manufacturing - Light Industrial - 07		Manufacturing - Light Industrial		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		MLI		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.09		1.21		-0.0014		0.923		3220						Com-Indoor-LF+HIDPGEMLIExCZ07		Com-Indoor-LF+HIDSCEMLIExCZ07		Com-Indoor-LF+HIDSDGMLIExCZ07

		Manufacturing - Light Industrial - 08		Manufacturing - Light Industrial		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		MLI		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.21		-0.0015		0.923		3220		SDG		1.1		1.21		-0.0017		0.923		3220						Com-Indoor-LF+HIDPGEMLIExCZ08		Com-Indoor-LF+HIDSCEMLIExCZ08		Com-Indoor-LF+HIDSDGMLIExCZ08

		Manufacturing - Light Industrial - 09		Manufacturing - Light Industrial		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		MLI		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.22		-0.0013		0.923		3220		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ09		Com-Indoor-LF+HIDSCEMLIExCZ09		Com-Indoor-LF+HIDSDGMLIExCZ09

		Manufacturing - Light Industrial - 10		Manufacturing - Light Industrial		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		MLI		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.2		-0.0016		0.923		3220		SDG		1.1		1.21		-0.0017		0.923		3220						Com-Indoor-LF+HIDPGEMLIExCZ10		Com-Indoor-LF+HIDSCEMLIExCZ10		Com-Indoor-LF+HIDSDGMLIExCZ10

		Manufacturing - Light Industrial - 11		Manufacturing - Light Industrial		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		MLI		CZ11		Wtd		PGE		1.04		1.17		-0.00649		0.923		3220		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ11		Com-Indoor-LF+HIDSCEMLIExCZ11		Com-Indoor-LF+HIDSDGMLIExCZ11

		Manufacturing - Light Industrial - 12		Manufacturing - Light Industrial		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		MLI		CZ12		Wtd		PGE		1.05		1.17		-0.00609		0.923		3220		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ12		Com-Indoor-LF+HIDSCEMLIExCZ12		Com-Indoor-LF+HIDSDGMLIExCZ12

		Manufacturing - Light Industrial - 13		Manufacturing - Light Industrial		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		MLI		CZ13		Wtd		PGE		1.07		1.17		-0.0046		0.923		3220		SCE		1.08		1.22		-0.0046		0.923		3220		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ13		Com-Indoor-LF+HIDSCEMLIExCZ13		Com-Indoor-LF+HIDSDGMLIExCZ13

		Manufacturing - Light Industrial - 14		Manufacturing - Light Industrial		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		MLI		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.06		1.22		-0.00571		0.923		3220		SDG		1.06		1.24		-0.00609		0.923		3220						Com-Indoor-LF+HIDPGEMLIExCZ14		Com-Indoor-LF+HIDSCEMLIExCZ14		Com-Indoor-LF+HIDSDGMLIExCZ14

		Manufacturing - Light Industrial - 15		Manufacturing - Light Industrial		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		MLI		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.2		-0.000801		0.923		3220		SDG		1.16		1.21		-0.000801		0.923		3220						Com-Indoor-LF+HIDPGEMLIExCZ15		Com-Indoor-LF+HIDSCEMLIExCZ15		Com-Indoor-LF+HIDSDGMLIExCZ15

		Manufacturing - Light Industrial - 16		Manufacturing - Light Industrial		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		MLI		CZ16		Wtd		PGE		0.98		1.16		-0.012		0.923		3220		SCE		0.98		1.2		-0.012		0.923		3220		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ16		Com-Indoor-LF+HIDSCEMLIExCZ16		Com-Indoor-LF+HIDSDGMLIExCZ16

		Manufacturing - Light Industrial - 17		Manufacturing - Light Industrial		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		MLI		IOU		Wtd		PGE		1.05		1.17		-0.00528		0.923		3220		SCE		1.11		1.21		-0.002		0.923		3220		SDG		1.09		1.21		-0.00157		0.923		3220						Com-Indoor-LF+HIDPGEMLIExIOU		Com-Indoor-LF+HIDSCEMLIExIOU		Com-Indoor-LF+HIDSDGMLIExIOU

		Misc - Commercial - 01		Misc - Commercial		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		MiC		CZ01		Wtd		PGE		1		1.1533333333		-0.0090633333		0.7893333333		3600		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ01		Com-Indoor-LF+HIDSCEMiCExCZ01		Com-Indoor-LF+HIDSDGMiCExCZ01

		Misc - Commercial - 02		Misc - Commercial		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		MiC		CZ02		Wtd		PGE		1.0433333333		1.1866666667		-0.0064433333		0.7893333333		3600		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ02		Com-Indoor-LF+HIDSCEMiCExCZ02		Com-Indoor-LF+HIDSDGMiCExCZ02

		Misc - Commercial - 03		Misc - Commercial		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		MiC		CZ03		Wtd		PGE		1.05		1.1966666667		-0.00577		0.7893333333		3600		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ03		Com-Indoor-LF+HIDSCEMiCExCZ03		Com-Indoor-LF+HIDSDGMiCExCZ03

		Misc - Commercial - 04		Misc - Commercial		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		MiC		CZ04		Wtd		PGE		1.07		1.1966666667		-0.0048033333		0.7893333333		3600		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ04		Com-Indoor-LF+HIDSCEMiCExCZ04		Com-Indoor-LF+HIDSDGMiCExCZ04

		Misc - Commercial - 05		Misc - Commercial		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		MiC		CZ05		Wtd		PGE		1.07		1.1833333333		-0.0043666667		0.7893333333		3600		SCE		1.1		1.2333333333		-0.0047366667		0.7893333333		3600		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ05		Com-Indoor-LF+HIDSCEMiCExCZ05		Com-Indoor-LF+HIDSDGMiCExCZ05

		Misc - Commercial - 06		Misc - Commercial		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		MiC		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.2433333333		-0.0029633333		0.7893333333		3600		SDG		1.1333333333		1.2433333333		-0.002766		0.7893333333		3600						Com-Indoor-LF+HIDPGEMiCExCZ06		Com-Indoor-LF+HIDSCEMiCExCZ06		Com-Indoor-LF+HIDSDGMiCExCZ06

		Misc - Commercial - 07		Misc - Commercial		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		MiC		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.1433333333		1.2366666667		-0.0022003333		0.7893333333		3600						Com-Indoor-LF+HIDPGEMiCExCZ07		Com-Indoor-LF+HIDSCEMiCExCZ07		Com-Indoor-LF+HIDSDGMiCExCZ07

		Misc - Commercial - 08		Misc - Commercial		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		MiC		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.1433333333		1.25		-0.0025666667		0.7893333333		3600		SDG		1.1466666667		1.2433333333		-0.002366		0.7893333333		3600						Com-Indoor-LF+HIDPGEMiCExCZ08		Com-Indoor-LF+HIDSCEMiCExCZ08		Com-Indoor-LF+HIDSDGMiCExCZ08

		Misc - Commercial - 09		Misc - Commercial		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		MiC		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.1466666667		1.27		-0.0023333333		0.7893333333		3600		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ09		Com-Indoor-LF+HIDSCEMiCExCZ09		Com-Indoor-LF+HIDSDGMiCExCZ09

		Misc - Commercial - 10		Misc - Commercial		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		MiC		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.1266666667		1.2233333333		-0.0026333333		0.7893333333		3600		SDG		1.1466666667		1.2433333333		-0.0025026667		0.7893333333		3600						Com-Indoor-LF+HIDPGEMiCExCZ10		Com-Indoor-LF+HIDSCEMiCExCZ10		Com-Indoor-LF+HIDSDGMiCExCZ10

		Misc - Commercial - 11		Misc - Commercial		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		MiC		CZ11		Wtd		PGE		1.05		1.1966666667		-0.0066666667		0.7893333333		3600		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ11		Com-Indoor-LF+HIDSCEMiCExCZ11		Com-Indoor-LF+HIDSDGMiCExCZ11

		Misc - Commercial - 12		Misc - Commercial		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		MiC		CZ12		Wtd		PGE		1.0533333333		1.1866666667		-0.0062966667		0.7893333333		3600		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ12		Com-Indoor-LF+HIDSCEMiCExCZ12		Com-Indoor-LF+HIDSDGMiCExCZ12

		Misc - Commercial - 13		Misc - Commercial		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		MiC		CZ13		Wtd		PGE		1.08		1.1833333333		-0.0048066667		0.7893333333		3600		SCE		1.11		1.2333333333		-0.00504		0.7893333333		3600		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ13		Com-Indoor-LF+HIDSCEMiCExCZ13		Com-Indoor-LF+HIDSDGMiCExCZ13

		Misc - Commercial - 14		Misc - Commercial		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		MiC		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.0933333333		1.2		-0.0055033333		0.7893333333		3600		SDG		1.1066666667		1.2033333333		-0.00543		0.7893333333		3600						Com-Indoor-LF+HIDPGEMiCExCZ14		Com-Indoor-LF+HIDSCEMiCExCZ14		Com-Indoor-LF+HIDSDGMiCExCZ14

		Misc - Commercial - 15		Misc - Commercial		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		MiC		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.2533333333		-0.0011323333		0.7893333333		3600		SDG		1.2		1.2566666667		-0.0010696667		0.7893333333		3600						Com-Indoor-LF+HIDPGEMiCExCZ15		Com-Indoor-LF+HIDSCEMiCExCZ15		Com-Indoor-LF+HIDSDGMiCExCZ15

		Misc - Commercial - 16		Misc - Commercial		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		MiC		CZ16		Wtd		PGE		0.9766666667		1.1566666667		-0.0115633333		0.7893333333		3600		SCE		0.9966666667		1.1933333333		-0.0116633333		0.7893333333		3600		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ16		Com-Indoor-LF+HIDSCEMiCExCZ16		Com-Indoor-LF+HIDSDGMiCExCZ16

		Misc - Commercial - 17		Misc - Commercial		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		MiC		IOU		Wtd		PGE		1.0566666667		1.19		-0.0057566667		0.7893333333		3600		SCE		1.1333333333		1.24		-0.0029066667		0.7893333333		3600		SDG		1.1433333333		1.2366666667		-0.0023026667		0.7893333333		3600						Com-Indoor-LF+HIDPGEMiCExIOU		Com-Indoor-LF+HIDSCEMiCExIOU		Com-Indoor-LF+HIDSDGMiCExIOU

		Office - Large - 01		Office - Large		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfL		CZ01		Wtd		PGE		1.1		1.23		-0.00848		0.71		2640		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ01		Com-Indoor-LF+HIDSCEOfLExCZ01		Com-Indoor-LF+HIDSDGOfLExCZ01

		Office - Large - 02		Office - Large		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfL		CZ02		Wtd		PGE		1.11		1.32		-0.00708		0.71		2640		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ02		Com-Indoor-LF+HIDSCEOfLExCZ02		Com-Indoor-LF+HIDSDGOfLExCZ02

		Office - Large - 03		Office - Large		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfL		CZ03		Wtd		PGE		1.12		1.29		-0.0064		0.71		2640		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ03		Com-Indoor-LF+HIDSCEOfLExCZ03		Com-Indoor-LF+HIDSDGOfLExCZ03

		Office - Large - 04		Office - Large		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfL		CZ04		Wtd		PGE		1.14		1.33		-0.00561		0.71		2640		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ04		Com-Indoor-LF+HIDSCEOfLExCZ04		Com-Indoor-LF+HIDSDGOfLExCZ04

		Office - Large - 05		Office - Large		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfL		CZ05		Wtd		PGE		1.13		1.28		-0.0058		0.71		2640		SCE		1.14		1.29		-0.00621		0.71		2640		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ05		Com-Indoor-LF+HIDSCEOfLExCZ05		Com-Indoor-LF+HIDSDGOfLExCZ05

		Office - Large - 06		Office - Large		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfL		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.28		-0.00451		0.71		2640		SDG		1.16		1.26		-0.0023		0.71		2640						Com-Indoor-LF+HIDPGEOfLExCZ06		Com-Indoor-LF+HIDSCEOfLExCZ06		Com-Indoor-LF+HIDSDGOfLExCZ06

		Office - Large - 07		Office - Large		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfL		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.17		1.27		-0.0021		0.71		2640						Com-Indoor-LF+HIDPGEOfLExCZ07		Com-Indoor-LF+HIDSCEOfLExCZ07		Com-Indoor-LF+HIDSDGOfLExCZ07

		Office - Large - 08		Office - Large		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfL		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.33		-0.00432		0.71		2640		SDG		1.17		1.3		-0.0022		0.71		2640						Com-Indoor-LF+HIDPGEOfLExCZ08		Com-Indoor-LF+HIDSCEOfLExCZ08		Com-Indoor-LF+HIDSDGOfLExCZ08

		Office - Large - 09		Office - Large		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfL		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.33		-0.00489		0.71		2640		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ09		Com-Indoor-LF+HIDSCEOfLExCZ09		Com-Indoor-LF+HIDSDGOfLExCZ09

		Office - Large - 10		Office - Large		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfL		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.26		-0.00432		0.71		2640		SDG		1.16		1.23		-0.0026		0.71		2640						Com-Indoor-LF+HIDPGEOfLExCZ10		Com-Indoor-LF+HIDSCEOfLExCZ10		Com-Indoor-LF+HIDSDGOfLExCZ10

		Office - Large - 11		Office - Large		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfL		CZ11		Wtd		PGE		1.12		1.36		-0.00769		0.71		2640		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ11		Com-Indoor-LF+HIDSCEOfLExCZ11		Com-Indoor-LF+HIDSDGOfLExCZ11

		Office - Large - 12		Office - Large		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfL		CZ12		Wtd		PGE		1.12		1.35		-0.00682		0.71		2640		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ12		Com-Indoor-LF+HIDSCEOfLExCZ12		Com-Indoor-LF+HIDSDGOfLExCZ12

		Office - Large - 13		Office - Large		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfL		CZ13		Wtd		PGE		1.15		1.36		-0.0058		0.71		2640		SCE		1.17		1.33		-0.00591		0.71		2640		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ13		Com-Indoor-LF+HIDSCEOfLExCZ13		Com-Indoor-LF+HIDSDGOfLExCZ13

		Office - Large - 14		Office - Large		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfL		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.3		-0.0061		0.71		2640		SDG		1.15		1.27		-0.0035		0.71		2640						Com-Indoor-LF+HIDPGEOfLExCZ14		Com-Indoor-LF+HIDSCEOfLExCZ14		Com-Indoor-LF+HIDSDGOfLExCZ14

		Office - Large - 15		Office - Large		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfL		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.23		1.34		-0.003		0.71		2640		SDG		1.23		1.3		-0.0017		0.71		2640						Com-Indoor-LF+HIDPGEOfLExCZ15		Com-Indoor-LF+HIDSCEOfLExCZ15		Com-Indoor-LF+HIDSDGOfLExCZ15

		Office - Large - 16		Office - Large		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfL		CZ16		Wtd		PGE		1.05		1.31		-0.013		0.71		2640		SCE		1.06		1.3		-0.012		0.71		2640		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ16		Com-Indoor-LF+HIDSCEOfLExCZ16		Com-Indoor-LF+HIDSDGOfLExCZ16

		Office - Large - 17		Office - Large		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfL		IOU		Wtd		PGE		1.13		1.31		-0.00633		0.71		2640		SCE		1.18		1.31		-0.00458		0.71		2640		SDG		1.17		1.26		-0.0022		0.71		2640						Com-Indoor-LF+HIDPGEOfLExIOU		Com-Indoor-LF+HIDSCEOfLExIOU		Com-Indoor-LF+HIDSDGOfLExIOU

		Office - Small - 01		Office - Small		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfS		CZ01		Wtd		PGE		1.04		1.16		-0.0049		0.693		2590		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ01		Com-Indoor-LF+HIDSCEOfSExCZ01		Com-Indoor-LF+HIDSDGOfSExCZ01

		Office - Small - 02		Office - Small		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfS		CZ02		Wtd		PGE		1.06		1.21		-0.00402		0.693		2590		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ02		Com-Indoor-LF+HIDSCEOfSExCZ02		Com-Indoor-LF+HIDSDGOfSExCZ02

		Office - Small - 03		Office - Small		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfS		CZ03		Wtd		PGE		1.07		1.22		-0.0031		0.693		2590		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ03		Com-Indoor-LF+HIDSCEOfSExCZ03		Com-Indoor-LF+HIDSDGOfSExCZ03

		Office - Small - 04		Office - Small		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfS		CZ04		Wtd		PGE		1.08		1.22		-0.0028		0.693		2590		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ04		Com-Indoor-LF+HIDSCEOfSExCZ04		Com-Indoor-LF+HIDSDGOfSExCZ04

		Office - Small - 05		Office - Small		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfS		CZ05		Wtd		PGE		1.09		1.2		-0.002		0.693		2590		SCE		1.13		1.26		-0.0022		0.693		2590		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ05		Com-Indoor-LF+HIDSCEOfSExCZ05		Com-Indoor-LF+HIDSDGOfSExCZ05

		Office - Small - 06		Office - Small		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfS		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.27		-0.0013		0.693		2590		SDG		1.16		1.26		-0.000498		0.693		2590						Com-Indoor-LF+HIDPGEOfSExCZ06		Com-Indoor-LF+HIDSCEOfSExCZ06		Com-Indoor-LF+HIDSDGOfSExCZ06

		Office - Small - 07		Office - Small		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfS		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.17		1.25		-0.000402		0.693		2590						Com-Indoor-LF+HIDPGEOfSExCZ07		Com-Indoor-LF+HIDSCEOfSExCZ07		Com-Indoor-LF+HIDSDGOfSExCZ07

		Office - Small - 08		Office - Small		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfS		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.29		-0.0013		0.693		2590		SDG		1.17		1.27		-0.000498		0.693		2590						Com-Indoor-LF+HIDPGEOfSExCZ08		Com-Indoor-LF+HIDSCEOfSExCZ08		Com-Indoor-LF+HIDSDGOfSExCZ08

		Office - Small - 09		Office - Small		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfS		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.3		-0.0014		0.693		2590		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ09		Com-Indoor-LF+HIDSCEOfSExCZ09		Com-Indoor-LF+HIDSDGOfSExCZ09

		Office - Small - 10		Office - Small		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfS		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.27		-0.0012		0.693		2590		SDG		1.17		1.27		-0.000598		0.693		2590						Com-Indoor-LF+HIDPGEOfSExCZ10		Com-Indoor-LF+HIDSCEOfSExCZ10		Com-Indoor-LF+HIDSDGOfSExCZ10

		Office - Small - 11		Office - Small		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfS		CZ11		Wtd		PGE		1.06		1.23		-0.00498		0.693		2590		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ11		Com-Indoor-LF+HIDSCEOfSExCZ11		Com-Indoor-LF+HIDSDGOfSExCZ11

		Office - Small - 12		Office - Small		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfS		CZ12		Wtd		PGE		1.07		1.22		-0.00429		0.693		2590		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ12		Com-Indoor-LF+HIDSCEOfSExCZ12		Com-Indoor-LF+HIDSDGOfSExCZ12

		Office - Small - 13		Office - Small		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfS		CZ13		Wtd		PGE		1.1		1.24		-0.0033		0.693		2590		SCE		1.13		1.3		-0.0032		0.693		2590		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ13		Com-Indoor-LF+HIDSCEOfSExCZ13		Com-Indoor-LF+HIDSDGOfSExCZ13

		Office - Small - 14		Office - Small		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfS		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.28		-0.003		0.693		2590		SDG		1.13		1.27		-0.0024		0.693		2590						Com-Indoor-LF+HIDPGEOfSExCZ14		Com-Indoor-LF+HIDSCEOfSExCZ14		Com-Indoor-LF+HIDSDGOfSExCZ14

		Office - Small - 15		Office - Small		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfS		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.2		1.3		-0.000598		0.693		2590		SDG		1.22		1.29		-0.0003		0.693		2590						Com-Indoor-LF+HIDPGEOfSExCZ15		Com-Indoor-LF+HIDSCEOfSExCZ15		Com-Indoor-LF+HIDSDGOfSExCZ15

		Office - Small - 16		Office - Small		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfS		CZ16		Wtd		PGE		0.99		1.23		-0.00869		0.693		2590		SCE		1		1.28		-0.00799		0.693		2590		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ16		Com-Indoor-LF+HIDSCEOfSExCZ16		Com-Indoor-LF+HIDSDGOfSExCZ16

		Office - Small - 17		Office - Small		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		OfS		IOU		Wtd		PGE		1.08		1.22		-0.00357		0.693		2590		SCE		1.16		1.28		-0.00151		0.693		2590		SDG		1.17		1.25		-0.000448		0.693		2590						Com-Indoor-LF+HIDPGEOfSExIOU		Com-Indoor-LF+HIDSCEOfSExIOU		Com-Indoor-LF+HIDSDGOfSExIOU

		Restaurant - Fast-Food - 01		Restaurant - Fast-Food		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		RFF		CZ01		Wtd		PGE		0.99		1.14		-0.011		0.813		4840		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ01		Com-Indoor-LF+HIDSCERFFExCZ01		Com-Indoor-LF+HIDSDGRFFExCZ01

		Restaurant - Fast-Food - 02		Restaurant - Fast-Food		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		RFF		CZ02		Wtd		PGE		1.03		1.17		-0.008		0.813		4840		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ02		Com-Indoor-LF+HIDSCERFFExCZ02		Com-Indoor-LF+HIDSDGRFFExCZ02

		Restaurant - Fast-Food - 03		Restaurant - Fast-Food		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		RFF		CZ03		Wtd		PGE		1.03		1.17		-0.0081		0.813		4840		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ03		Com-Indoor-LF+HIDSCERFFExCZ03		Com-Indoor-LF+HIDSDGRFFExCZ03

		Restaurant - Fast-Food - 04		Restaurant - Fast-Food		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		RFF		CZ04		Wtd		PGE		1.05		1.17		-0.0069		0.813		4840		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ04		Com-Indoor-LF+HIDSCERFFExCZ04		Com-Indoor-LF+HIDSDGRFFExCZ04

		Restaurant - Fast-Food - 05		Restaurant - Fast-Food		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		RFF		CZ05		Wtd		PGE		1.03		1.16		-0.0075		0.813		4840		SCE		1.06		1.21		-0.00849		0.813		4840		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ05		Com-Indoor-LF+HIDSCERFFExCZ05		Com-Indoor-LF+HIDSDGRFFExCZ05

		Restaurant - Fast-Food - 06		Restaurant - Fast-Food		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		RFF		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.22		-0.00599		0.813		4840		SDG		1.11		1.23		-0.0062		0.813		4840						Com-Indoor-LF+HIDPGERFFExCZ06		Com-Indoor-LF+HIDSCERFFExCZ06		Com-Indoor-LF+HIDSDGRFFExCZ06

		Restaurant - Fast-Food - 07		Restaurant - Fast-Food		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		RFF		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.12		1.22		-0.00539		0.813		4840						Com-Indoor-LF+HIDPGERFFExCZ07		Com-Indoor-LF+HIDSCERFFExCZ07		Com-Indoor-LF+HIDSDGRFFExCZ07

		Restaurant - Fast-Food - 08		Restaurant - Fast-Food		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		RFF		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.22		-0.0051		0.813		4840		SDG		1.12		1.24		-0.00531		0.813		4840						Com-Indoor-LF+HIDPGERFFExCZ08		Com-Indoor-LF+HIDSCERFFExCZ08		Com-Indoor-LF+HIDSDGRFFExCZ08

		Restaurant - Fast-Food - 09		Restaurant - Fast-Food		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		RFF		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.23		-0.00479		0.813		4840		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ09		Com-Indoor-LF+HIDSCERFFExCZ09		Com-Indoor-LF+HIDSDGRFFExCZ09

		Restaurant - Fast-Food - 10		Restaurant - Fast-Food		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		RFF		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.21		-0.00539		0.813		4840		SDG		1.12		1.24		-0.00539		0.813		4840						Com-Indoor-LF+HIDPGERFFExCZ10		Com-Indoor-LF+HIDSCERFFExCZ10		Com-Indoor-LF+HIDSDGRFFExCZ10

		Restaurant - Fast-Food - 11		Restaurant - Fast-Food		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		RFF		CZ11		Wtd		PGE		1.04		1.18		-0.0074		0.813		4840		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ11		Com-Indoor-LF+HIDSCERFFExCZ11		Com-Indoor-LF+HIDSDGRFFExCZ11

		Restaurant - Fast-Food - 12		Restaurant - Fast-Food		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		RFF		CZ12		Wtd		PGE		1.04		1.18		-0.00729		0.813		4840		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ12		Com-Indoor-LF+HIDSCERFFExCZ12		Com-Indoor-LF+HIDSDGRFFExCZ12

		Restaurant - Fast-Food - 13		Restaurant - Fast-Food		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		RFF		CZ13		Wtd		PGE		1.06		1.17		-0.00591		0.813		4840		SCE		1.09		1.21		-0.0069		0.813		4840		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ13		Com-Indoor-LF+HIDSCERFFExCZ13		Com-Indoor-LF+HIDSDGRFFExCZ13

		Restaurant - Fast-Food - 14		Restaurant - Fast-Food		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		RFF		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.23		-0.00789		0.813		4840		SDG		1.1		1.25		-0.00789		0.813		4840						Com-Indoor-LF+HIDPGERFFExCZ14		Com-Indoor-LF+HIDSCERFFExCZ14		Com-Indoor-LF+HIDSDGRFFExCZ14

		Restaurant - Fast-Food - 15		Restaurant - Fast-Food		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		RFF		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.22		-0.00271		0.813		4840		SDG		1.18		1.25		-0.00271		0.813		4840						Com-Indoor-LF+HIDPGERFFExCZ15		Com-Indoor-LF+HIDSCERFFExCZ15		Com-Indoor-LF+HIDSDGRFFExCZ15

		Restaurant - Fast-Food - 16		Restaurant - Fast-Food		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		RFF		CZ16		Wtd		PGE		0.97		1.17		-0.013		0.813		4840		SCE		0.99		1.21		-0.015		0.813		4840		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ16		Com-Indoor-LF+HIDSCERFFExCZ16		Com-Indoor-LF+HIDSDGRFFExCZ16

		Restaurant - Fast-Food - 17		Restaurant - Fast-Food		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		RFF		IOU		Wtd		PGE		1.04		1.17		-0.00748		0.813		4840		SCE		1.1		1.22		-0.00558		0.813		4840		SDG		1.12		1.23		-0.00543		0.813		4840						Com-Indoor-LF+HIDPGERFFExIOU		Com-Indoor-LF+HIDSCERFFExIOU		Com-Indoor-LF+HIDSDGRFFExIOU

		Restaurant - Sit-Down - 01		Restaurant - Sit-Down		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		RSD		CZ01		Wtd		PGE		0.95		1.16		-0.013		0.8		4830		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ01		Com-Indoor-LF+HIDSCERSDExCZ01		Com-Indoor-LF+HIDSDGRSDExCZ01

		Restaurant - Sit-Down - 02		Restaurant - Sit-Down		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		RSD		CZ02		Wtd		PGE		1.01		1.17		-0.0093		0.8		4830		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ02		Com-Indoor-LF+HIDSCERSDExCZ02		Com-Indoor-LF+HIDSDGRSDExCZ02

		Restaurant - Sit-Down - 03		Restaurant - Sit-Down		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		RSD		CZ03		Wtd		PGE		1.01		1.19		-0.0093		0.8		4830		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ03		Com-Indoor-LF+HIDSCERSDExCZ03		Com-Indoor-LF+HIDSDGRSDExCZ03

		Restaurant - Sit-Down - 04		Restaurant - Sit-Down		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		RSD		CZ04		Wtd		PGE		1.04		1.18		-0.0077		0.8		4830		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ04		Com-Indoor-LF+HIDSCERSDExCZ04		Com-Indoor-LF+HIDSDGRSDExCZ04

		Restaurant - Sit-Down - 05		Restaurant - Sit-Down		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		RSD		CZ05		Wtd		PGE		1.03		1.18		-0.00799		0.8		4830		SCE		1.06		1.23		-0.00911		0.8		4830		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ05		Com-Indoor-LF+HIDSCERSDExCZ05		Com-Indoor-LF+HIDSDGRSDExCZ05

		Restaurant - Sit-Down - 06		Restaurant - Sit-Down		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		RSD		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.24		-0.00629		0.8		4830		SDG		1.11		1.25		-0.0065		0.8		4830						Com-Indoor-LF+HIDPGERSDExCZ06		Com-Indoor-LF+HIDSCERSDExCZ06		Com-Indoor-LF+HIDSDGRSDExCZ06

		Restaurant - Sit-Down - 07		Restaurant - Sit-Down		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		RSD		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.12		1.25		-0.0053		0.8		4830						Com-Indoor-LF+HIDPGERSDExCZ07		Com-Indoor-LF+HIDSCERSDExCZ07		Com-Indoor-LF+HIDSDGRSDExCZ07

		Restaurant - Sit-Down - 08		Restaurant - Sit-Down		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		RSD		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.24		-0.0052		0.8		4830		SDG		1.13		1.25		-0.0054		0.8		4830						Com-Indoor-LF+HIDPGERSDExCZ08		Com-Indoor-LF+HIDSCERSDExCZ08		Com-Indoor-LF+HIDSDGRSDExCZ08

		Restaurant - Sit-Down - 09		Restaurant - Sit-Down		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		RSD		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.26		-0.0046		0.8		4830		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ09		Com-Indoor-LF+HIDSCERSDExCZ09		Com-Indoor-LF+HIDSDGRSDExCZ09

		Restaurant - Sit-Down - 10		Restaurant - Sit-Down		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		RSD		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.19		-0.0054		0.8		4830		SDG		1.13		1.24		-0.00551		0.8		4830						Com-Indoor-LF+HIDPGERSDExCZ10		Com-Indoor-LF+HIDSCERSDExCZ10		Com-Indoor-LF+HIDSDGRSDExCZ10

		Restaurant - Sit-Down - 11		Restaurant - Sit-Down		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		RSD		CZ11		Wtd		PGE		1.03		1.18		-0.00851		0.8		4830		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ11		Com-Indoor-LF+HIDSCERSDExCZ11		Com-Indoor-LF+HIDSDGRSDExCZ11

		Restaurant - Sit-Down - 12		Restaurant - Sit-Down		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		RSD		CZ12		Wtd		PGE		1.03		1.16		-0.00851		0.8		4830		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ12		Com-Indoor-LF+HIDSCERSDExCZ12		Com-Indoor-LF+HIDSDGRSDExCZ12

		Restaurant - Sit-Down - 13		Restaurant - Sit-Down		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		RSD		CZ13		Wtd		PGE		1.05		1.12		-0.00671		0.8		4830		SCE		1.09		1.15		-0.00781		0.8		4830		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ13		Com-Indoor-LF+HIDSCERSDExCZ13		Com-Indoor-LF+HIDSDGRSDExCZ13

		Restaurant - Sit-Down - 14		Restaurant - Sit-Down		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		RSD		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.12		-0.00901		0.8		4830		SDG		1.09		1.13		-0.0093		0.8		4830						Com-Indoor-LF+HIDPGERSDExCZ14		Com-Indoor-LF+HIDSCERSDExCZ14		Com-Indoor-LF+HIDSDGRSDExCZ14

		Restaurant - Sit-Down - 15		Restaurant - Sit-Down		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		RSD		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.21		-0.0024		0.8		4830		SDG		1.19		1.22		-0.00251		0.8		4830						Com-Indoor-LF+HIDPGERSDExCZ15		Com-Indoor-LF+HIDSCERSDExCZ15		Com-Indoor-LF+HIDSDGRSDExCZ15

		Restaurant - Sit-Down - 16		Restaurant - Sit-Down		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		RSD		CZ16		Wtd		PGE		0.95		1.07		-0.014		0.8		4830		SCE		0.99		1.09		-0.016		0.8		4830		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ16		Com-Indoor-LF+HIDSCERSDExCZ16		Com-Indoor-LF+HIDSDGRSDExCZ16

		Restaurant - Sit-Down - 17		Restaurant - Sit-Down		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		RSD		IOU		Wtd		PGE		1.02		1.17		-0.00855		0.8		4830		SCE		1.1		1.22		-0.00571		0.8		4830		SDG		1.12		1.25		-0.0054		0.8		4830						Com-Indoor-LF+HIDPGERSDExIOU		Com-Indoor-LF+HIDSCERSDExIOU		Com-Indoor-LF+HIDSDGRSDExIOU

		Retail - Multistory Large - 01		Retail - Multistory Large		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		Rt3		CZ01		Wtd		PGE		1.02		1.16		-0.00899		0.759		3380		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ01		Com-Indoor-LF+HIDSCERt3ExCZ01		Com-Indoor-LF+HIDSDGRt3ExCZ01

		Retail - Multistory Large - 02		Retail - Multistory Large		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		Rt3		CZ02		Wtd		PGE		1.07		1.18		-0.00559		0.759		3380		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ02		Com-Indoor-LF+HIDSCERt3ExCZ02		Com-Indoor-LF+HIDSDGRt3ExCZ02

		Retail - Multistory Large - 03		Retail - Multistory Large		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		Rt3		CZ03		Wtd		PGE		1.09		1.19		-0.00429		0.759		3380		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ03		Com-Indoor-LF+HIDSCERt3ExCZ03		Com-Indoor-LF+HIDSDGRt3ExCZ03

		Retail - Multistory Large - 04		Retail - Multistory Large		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		Rt3		CZ04		Wtd		PGE		1.1		1.19		-0.0037		0.759		3380		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ04		Com-Indoor-LF+HIDSCERt3ExCZ04		Com-Indoor-LF+HIDSDGRt3ExCZ04

		Retail - Multistory Large - 05		Retail - Multistory Large		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		Rt3		CZ05		Wtd		PGE		1.1		1.16		-0.0021		0.759		3380		SCE		1.13		1.2		-0.002		0.759		3380		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ05		Com-Indoor-LF+HIDSCERt3ExCZ05		Com-Indoor-LF+HIDSDGRt3ExCZ05

		Retail - Multistory Large - 06		Retail - Multistory Large		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		Rt3		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.23		-0.000701		0.759		3380		SDG		1.14		1.23		-0.000601		0.759		3380						Com-Indoor-LF+HIDPGERt3ExCZ06		Com-Indoor-LF+HIDSCERt3ExCZ06		Com-Indoor-LF+HIDSDGRt3ExCZ06

		Retail - Multistory Large - 07		Retail - Multistory Large		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		Rt3		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.15		1.23		-0.000399		0.759		3380						Com-Indoor-LF+HIDPGERt3ExCZ07		Com-Indoor-LF+HIDSCERt3ExCZ07		Com-Indoor-LF+HIDSDGRt3ExCZ07

		Retail - Multistory Large - 08		Retail - Multistory Large		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		Rt3		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.22		-0.000899		0.759		3380		SDG		1.15		1.21		-0.000799		0.759		3380						Com-Indoor-LF+HIDPGERt3ExCZ08		Com-Indoor-LF+HIDSCERt3ExCZ08		Com-Indoor-LF+HIDSDGRt3ExCZ08

		Retail - Multistory Large - 09		Retail - Multistory Large		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		Rt3		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.25		-0.000601		0.759		3380		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ09		Com-Indoor-LF+HIDSCERt3ExCZ09		Com-Indoor-LF+HIDSDGRt3ExCZ09

		Retail - Multistory Large - 10		Retail - Multistory Large		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		Rt3		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.18		-0.001		0.759		3380		SDG		1.15		1.19		-0.001		0.759		3380						Com-Indoor-LF+HIDPGERt3ExCZ10		Com-Indoor-LF+HIDSCERt3ExCZ10		Com-Indoor-LF+HIDSDGRt3ExCZ10

		Retail - Multistory Large - 11		Retail - Multistory Large		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		Rt3		CZ11		Wtd		PGE		1.06		1.19		-0.0066		0.759		3380		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ11		Com-Indoor-LF+HIDSCERt3ExCZ11		Com-Indoor-LF+HIDSDGRt3ExCZ11

		Retail - Multistory Large - 12		Retail - Multistory Large		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		Rt3		CZ12		Wtd		PGE		1.07		1.19		-0.00601		0.759		3380		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ12		Com-Indoor-LF+HIDSCERt3ExCZ12		Com-Indoor-LF+HIDSDGRt3ExCZ12

		Retail - Multistory Large - 13		Retail - Multistory Large		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		Rt3		CZ13		Wtd		PGE		1.09		1.18		-0.0045		0.759		3380		SCE		1.11		1.21		-0.0042		0.759		3380		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ13		Com-Indoor-LF+HIDSCERt3ExCZ13		Com-Indoor-LF+HIDSDGRt3ExCZ13

		Retail - Multistory Large - 14		Retail - Multistory Large		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		Rt3		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.21		-0.00509		0.759		3380		SDG		1.09		1.21		-0.00509		0.759		3380						Com-Indoor-LF+HIDPGERt3ExCZ14		Com-Indoor-LF+HIDSCERt3ExCZ14		Com-Indoor-LF+HIDSDGRt3ExCZ14

		Retail - Multistory Large - 15		Retail - Multistory Large		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		Rt3		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.24		-0.000299		0.759		3380		SDG		1.19		1.25		-0.000299		0.759		3380						Com-Indoor-LF+HIDPGERt3ExCZ15		Com-Indoor-LF+HIDSCERt3ExCZ15		Com-Indoor-LF+HIDSDGRt3ExCZ15

		Retail - Multistory Large - 16		Retail - Multistory Large		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		Rt3		CZ16		Wtd		PGE		0.98		1.06		-0.012		0.759		3380		SCE		0.98		1.07		-0.012		0.759		3380		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ16		Com-Indoor-LF+HIDSCERt3ExCZ16		Com-Indoor-LF+HIDSDGRt3ExCZ16

		Retail - Multistory Large - 17		Retail - Multistory Large		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		Rt3		IOU		Wtd		PGE		1.08		1.19		-0.00488		0.759		3380		SCE		1.15		1.22		-0.00117		0.759		3380		SDG		1.15		1.22		-0.000583		0.759		3380						Com-Indoor-LF+HIDPGERt3ExIOU		Com-Indoor-LF+HIDSCERt3ExIOU		Com-Indoor-LF+HIDSDGRt3ExIOU

		Retail - Single-Story Large - 01		Retail - Single-Story Large		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtL		CZ01		Wtd		PGE		1.01		1.16		-0.011		0.848		4270		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ01		Com-Indoor-LF+HIDSCERtLExCZ01		Com-Indoor-LF+HIDSDGRtLExCZ01

		Retail - Single-Story Large - 02		Retail - Single-Story Large		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtL		CZ02		Wtd		PGE		1.06		1.18		-0.0071		0.848		4270		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ02		Com-Indoor-LF+HIDSCERtLExCZ02		Com-Indoor-LF+HIDSDGRtLExCZ02

		Retail - Single-Story Large - 03		Retail - Single-Story Large		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtL		CZ03		Wtd		PGE		1.08		1.19		-0.00581		0.848		4270		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ03		Com-Indoor-LF+HIDSCERtLExCZ03		Com-Indoor-LF+HIDSDGRtLExCZ03

		Retail - Single-Story Large - 04		Retail - Single-Story Large		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtL		CZ04		Wtd		PGE		1.09		1.2		-0.00499		0.848		4270		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ04		Com-Indoor-LF+HIDSCERtLExCZ04		Com-Indoor-LF+HIDSDGRtLExCZ04

		Retail - Single-Story Large - 05		Retail - Single-Story Large		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtL		CZ05		Wtd		PGE		1.09		1.18		-0.00431		0.848		4270		SCE		1.11		1.21		-0.00391		0.848		4270		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ05		Com-Indoor-LF+HIDSCERtLExCZ05		Com-Indoor-LF+HIDSDGRtLExCZ05

		Retail - Single-Story Large - 06		Retail - Single-Story Large		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtL		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.24		-0.0023		0.848		4270		SDG		1.14		1.23		-0.00239		0.848		4270						Com-Indoor-LF+HIDPGERtLExCZ06		Com-Indoor-LF+HIDSCERtLExCZ06		Com-Indoor-LF+HIDSDGRtLExCZ06

		Retail - Single-Story Large - 07		Retail - Single-Story Large		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtL		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.14		1.25		-0.0016		0.848		4270						Com-Indoor-LF+HIDPGERtLExCZ07		Com-Indoor-LF+HIDSCERtLExCZ07		Com-Indoor-LF+HIDSDGRtLExCZ07

		Retail - Single-Story Large - 08		Retail - Single-Story Large		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtL		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.23		-0.0022		0.848		4270		SDG		1.15		1.23		-0.0022		0.848		4270						Com-Indoor-LF+HIDPGERtLExCZ08		Com-Indoor-LF+HIDSCERtLExCZ08		Com-Indoor-LF+HIDSDGRtLExCZ08

		Retail - Single-Story Large - 09		Retail - Single-Story Large		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtL		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.26		-0.0018		0.848		4270		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ09		Com-Indoor-LF+HIDSCERtLExCZ09		Com-Indoor-LF+HIDSDGRtLExCZ09

		Retail - Single-Story Large - 10		Retail - Single-Story Large		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtL		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.24		-0.00239		0.848		4270		SDG		1.14		1.24		-0.00251		0.848		4270						Com-Indoor-LF+HIDPGERtLExCZ10		Com-Indoor-LF+HIDSCERtLExCZ10		Com-Indoor-LF+HIDSDGRtLExCZ10

		Retail - Single-Story Large - 11		Retail - Single-Story Large		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtL		CZ11		Wtd		PGE		1.06		1.19		-0.0071		0.848		4270		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ11		Com-Indoor-LF+HIDSCERtLExCZ11		Com-Indoor-LF+HIDSDGRtLExCZ11

		Retail - Single-Story Large - 12		Retail - Single-Story Large		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtL		CZ12		Wtd		PGE		1.06		1.2		-0.00651		0.848		4270		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ12		Com-Indoor-LF+HIDSCERtLExCZ12		Com-Indoor-LF+HIDSDGRtLExCZ12

		Retail - Single-Story Large - 13		Retail - Single-Story Large		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtL		CZ13		Wtd		PGE		1.09		1.2		-0.00489		0.848		4270		SCE		1.12		1.26		-0.0045		0.848		4270		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ13		Com-Indoor-LF+HIDSCERtLExCZ13		Com-Indoor-LF+HIDSDGRtLExCZ13

		Retail - Single-Story Large - 14		Retail - Single-Story Large		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtL		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.24		-0.0059		0.848		4270		SDG		1.09		1.25		-0.006		0.848		4270						Com-Indoor-LF+HIDPGERtLExCZ14		Com-Indoor-LF+HIDSCERtLExCZ14		Com-Indoor-LF+HIDSDGRtLExCZ14

		Retail - Single-Story Large - 15		Retail - Single-Story Large		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtL		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.27		-0.000899		0.848		4270		SDG		1.19		1.29		-0.000899		0.848		4270						Com-Indoor-LF+HIDPGERtLExCZ15		Com-Indoor-LF+HIDSCERtLExCZ15		Com-Indoor-LF+HIDSDGRtLExCZ15

		Retail - Single-Story Large - 16		Retail - Single-Story Large		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtL		CZ16		Wtd		PGE		0.98		1.14		-0.014		0.848		4270		SCE		0.99		1.17		-0.013		0.848		4270		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ16		Com-Indoor-LF+HIDSCERtLExCZ16		Com-Indoor-LF+HIDSDGRtLExCZ16

		Retail - Single-Story Large - 17		Retail - Single-Story Large		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtL		IOU		Wtd		PGE		1.07		1.19		-0.00593		0.848		4270		SCE		1.15		1.24		-0.00248		0.848		4270		SDG		1.14		1.25		-0.00189		0.848		4270						Com-Indoor-LF+HIDPGERtLExIOU		Com-Indoor-LF+HIDSCERtLExIOU		Com-Indoor-LF+HIDSDGRtLExIOU

		Retail - Small - 01		Retail - Small		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtS		CZ01		Wtd		PGE		1.01		1.14		-0.00929		0.875		3380		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ01		Com-Indoor-LF+HIDSCERtSExCZ01		Com-Indoor-LF+HIDSDGRtSExCZ01

		Retail - Small - 02		Retail - Small		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtS		CZ02		Wtd		PGE		1.06		1.18		-0.00601		0.875		3380		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ02		Com-Indoor-LF+HIDSCERtSExCZ02		Com-Indoor-LF+HIDSDGRtSExCZ02

		Retail - Small - 03		Retail - Small		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtS		CZ03		Wtd		PGE		1.07		1.18		-0.00491		0.875		3380		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ03		Com-Indoor-LF+HIDSCERtSExCZ03		Com-Indoor-LF+HIDSDGRtSExCZ03

		Retail - Small - 04		Retail - Small		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtS		CZ04		Wtd		PGE		1.09		1.19		-0.00391		0.875		3380		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ04		Com-Indoor-LF+HIDSCERtSExCZ04		Com-Indoor-LF+HIDSDGRtSExCZ04

		Retail - Small - 05		Retail - Small		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtS		CZ05		Wtd		PGE		1.09		1.17		-0.00311		0.875		3380		SCE		1.11		1.21		-0.0029		0.875		3380		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ05		Com-Indoor-LF+HIDSCERtSExCZ05		Com-Indoor-LF+HIDSDGRtSExCZ05

		Retail - Small - 06		Retail - Small		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtS		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.22		-0.0013		0.875		3380		SDG		1.13		1.22		-0.0013		0.875		3380						Com-Indoor-LF+HIDPGERtSExCZ06		Com-Indoor-LF+HIDSCERtSExCZ06		Com-Indoor-LF+HIDSDGRtSExCZ06

		Retail - Small - 07		Retail - Small		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtS		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.14		1.21		-0.000899		0.875		3380						Com-Indoor-LF+HIDPGERtSExCZ07		Com-Indoor-LF+HIDSCERtSExCZ07		Com-Indoor-LF+HIDSDGRtSExCZ07

		Retail - Small - 08		Retail - Small		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtS		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.22		-0.0012		0.875		3380		SDG		1.14		1.21		-0.0012		0.875		3380						Com-Indoor-LF+HIDPGERtSExCZ08		Com-Indoor-LF+HIDSCERtSExCZ08		Com-Indoor-LF+HIDSDGRtSExCZ08

		Retail - Small - 09		Retail - Small		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtS		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.25		-0.001		0.875		3380		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ09		Com-Indoor-LF+HIDSCERtSExCZ09		Com-Indoor-LF+HIDSDGRtSExCZ09

		Retail - Small - 10		Retail - Small		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtS		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.21		-0.0013		0.875		3380		SDG		1.14		1.22		-0.0014		0.875		3380						Com-Indoor-LF+HIDPGERtSExCZ10		Com-Indoor-LF+HIDSCERtSExCZ10		Com-Indoor-LF+HIDSDGRtSExCZ10

		Retail - Small - 11		Retail - Small		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtS		CZ11		Wtd		PGE		1.06		1.18		-0.00651		0.875		3380		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ11		Com-Indoor-LF+HIDSCERtSExCZ11		Com-Indoor-LF+HIDSDGRtSExCZ11

		Retail - Small - 12		Retail - Small		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtS		CZ12		Wtd		PGE		1.06		1.18		-0.00609		0.875		3380		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ12		Com-Indoor-LF+HIDSCERtSExCZ12		Com-Indoor-LF+HIDSDGRtSExCZ12

		Retail - Small - 13		Retail - Small		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtS		CZ13		Wtd		PGE		1.09		1.19		-0.00441		0.875		3380		SCE		1.11		1.25		-0.00411		0.875		3380		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ13		Com-Indoor-LF+HIDSCERtSExCZ13		Com-Indoor-LF+HIDSDGRtSExCZ13

		Retail - Small - 14		Retail - Small		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtS		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.2		-0.0045		0.875		3380		SDG		1.1		1.21		-0.00459		0.875		3380						Com-Indoor-LF+HIDPGERtSExCZ14		Com-Indoor-LF+HIDSCERtSExCZ14		Com-Indoor-LF+HIDSDGRtSExCZ14

		Retail - Small - 15		Retail - Small		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtS		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.25		-0.000399		0.875		3380		SDG		1.19		1.26		-0.000399		0.875		3380						Com-Indoor-LF+HIDPGERtSExCZ15		Com-Indoor-LF+HIDSCERtSExCZ15		Com-Indoor-LF+HIDSDGRtSExCZ15

		Retail - Small - 16		Retail - Small		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtS		CZ16		Wtd		PGE		0.99		1.17		-0.012		0.875		3380		SCE		1		1.21		-0.011		0.875		3380		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ16		Com-Indoor-LF+HIDSCERtSExCZ16		Com-Indoor-LF+HIDSDGRtSExCZ16

		Retail - Small - 17		Retail - Small		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		RtS		IOU		Wtd		PGE		1.07		1.18		-0.00515		0.875		3380		SCE		1.14		1.22		-0.0015		0.875		3380		SDG		1.14		1.21		-0.00106		0.875		3380						Com-Indoor-LF+HIDPGERtSExIOU		Com-Indoor-LF+HIDSCERtSExIOU		Com-Indoor-LF+HIDSDGRtSExIOU

		Storage - Conditioned - 01		Storage - Conditioned		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		SCn		CZ01		Wtd		PGE		0.86		1		-0.015		0.7		3420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ01		Com-Indoor-LF+HIDSCESCnExCZ01		Com-Indoor-LF+HIDSDGSCnExCZ01

		Storage - Conditioned - 02		Storage - Conditioned		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		SCn		CZ02		Wtd		PGE		0.96		1.23		-0.0086		0.7		3420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ02		Com-Indoor-LF+HIDSCESCnExCZ02		Com-Indoor-LF+HIDSDGSCnExCZ02

		Storage - Conditioned - 03		Storage - Conditioned		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		SCn		CZ03		Wtd		PGE		0.93		1.34		-0.00909		0.7		3420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ03		Com-Indoor-LF+HIDSCESCnExCZ03		Com-Indoor-LF+HIDSDGSCnExCZ03

		Storage - Conditioned - 04		Storage - Conditioned		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		SCn		CZ04		Wtd		PGE		0.99		1.29		-0.00769		0.7		3420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ04		Com-Indoor-LF+HIDSCESCnExCZ04		Com-Indoor-LF+HIDSDGSCnExCZ04

		Storage - Conditioned - 05		Storage - Conditioned		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		SCn		CZ05		Wtd		PGE		0.95		1.24		-0.00769		0.7		3420		SCE		0.97		1.33		-0.00801		0.7		3420		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ05		Com-Indoor-LF+HIDSCESCnExCZ05		Com-Indoor-LF+HIDSDGSCnExCZ05

		Storage - Conditioned - 06		Storage - Conditioned		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		SCn		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.02		1.33		-0.0057		0.7		3420		SDG		1.01		1.32		-0.0057		0.7		3420						Com-Indoor-LF+HIDPGESCnExCZ06		Com-Indoor-LF+HIDSCESCnExCZ06		Com-Indoor-LF+HIDSDGSCnExCZ06

		Storage - Conditioned - 07		Storage - Conditioned		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		SCn		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.03		1.28		-0.00401		0.7		3420						Com-Indoor-LF+HIDPGESCnExCZ07		Com-Indoor-LF+HIDSCESCnExCZ07		Com-Indoor-LF+HIDSDGSCnExCZ07

		Storage - Conditioned - 08		Storage - Conditioned		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		SCn		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.06		1.31		-0.00421		0.7		3420		SDG		1.06		1.3		-0.00409		0.7		3420						Com-Indoor-LF+HIDPGESCnExCZ08		Com-Indoor-LF+HIDSCESCnExCZ08		Com-Indoor-LF+HIDSDGSCnExCZ08

		Storage - Conditioned - 09		Storage - Conditioned		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		SCn		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.34		-0.00421		0.7		3420		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ09		Com-Indoor-LF+HIDSCESCnExCZ09		Com-Indoor-LF+HIDSDGSCnExCZ09

		Storage - Conditioned - 10		Storage - Conditioned		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		SCn		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.3		-0.0043		0.7		3420		SDG		1.07		1.29		-0.00439		0.7		3420						Com-Indoor-LF+HIDPGESCnExCZ10		Com-Indoor-LF+HIDSCESCnExCZ10		Com-Indoor-LF+HIDSDGSCnExCZ10

		Storage - Conditioned - 11		Storage - Conditioned		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		SCn		CZ11		Wtd		PGE		0.98		1.23		-0.00789		0.7		3420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ11		Com-Indoor-LF+HIDSCESCnExCZ11		Com-Indoor-LF+HIDSDGSCnExCZ11

		Storage - Conditioned - 12		Storage - Conditioned		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		SCn		CZ12		Wtd		PGE		0.99		1.24		-0.00789		0.7		3420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ12		Com-Indoor-LF+HIDSCESCnExCZ12		Com-Indoor-LF+HIDSDGSCnExCZ12

		Storage - Conditioned - 13		Storage - Conditioned		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		SCn		CZ13		Wtd		PGE		1.01		1.22		-0.00661		0.7		3420		SCE		1.04		1.3		-0.00681		0.7		3420		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ13		Com-Indoor-LF+HIDSCESCnExCZ13		Com-Indoor-LF+HIDSDGSCnExCZ13

		Storage - Conditioned - 14		Storage - Conditioned		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		SCn		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.02		1.31		-0.00781		0.7		3420		SDG		1.01		1.3		-0.00781		0.7		3420						Com-Indoor-LF+HIDPGESCnExCZ14		Com-Indoor-LF+HIDSCESCnExCZ14		Com-Indoor-LF+HIDSDGSCnExCZ14

		Storage - Conditioned - 15		Storage - Conditioned		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		SCn		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.32		-0.0022		0.7		3420		SDG		1.12		1.31		-0.0023		0.7		3420						Com-Indoor-LF+HIDPGESCnExCZ15		Com-Indoor-LF+HIDSCESCnExCZ15		Com-Indoor-LF+HIDSDGSCnExCZ15

		Storage - Conditioned - 16		Storage - Conditioned		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		SCn		CZ16		Wtd		PGE		0.89		1.23		-0.012		0.7		3420		SCE		0.92		1.31		-0.013		0.7		3420		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ16		Com-Indoor-LF+HIDSCESCnExCZ16		Com-Indoor-LF+HIDSDGSCnExCZ16

		Storage - Conditioned - 17		Storage - Conditioned		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		SCn		IOU		Wtd		PGE		0.97		1.27		-0.00822		0.7		3420		SCE		1.06		1.31		-0.00456		0.7		3420		SDG		1.04		1.28		-0.00418		0.7		3420						Com-Indoor-LF+HIDPGESCnExIOU		Com-Indoor-LF+HIDSCESCnExIOU		Com-Indoor-LF+HIDSDGSCnExIOU

		Storage - Unconditioned - 01		Storage - Unconditioned		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		SUn		CZ01		Wtd		PGE		1		1		0		0.7		3420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ01		Com-Indoor-LF+HIDSCESUnExCZ01		Com-Indoor-LF+HIDSDGSUnExCZ01

		Storage - Unconditioned - 02		Storage - Unconditioned		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		SUn		CZ02		Wtd		PGE		1		1		0		0.7		3420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ02		Com-Indoor-LF+HIDSCESUnExCZ02		Com-Indoor-LF+HIDSDGSUnExCZ02

		Storage - Unconditioned - 03		Storage - Unconditioned		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		SUn		CZ03		Wtd		PGE		1		1		0		0.7		3420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ03		Com-Indoor-LF+HIDSCESUnExCZ03		Com-Indoor-LF+HIDSDGSUnExCZ03

		Storage - Unconditioned - 04		Storage - Unconditioned		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		SUn		CZ04		Wtd		PGE		1		1		0		0.7		3420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ04		Com-Indoor-LF+HIDSCESUnExCZ04		Com-Indoor-LF+HIDSDGSUnExCZ04

		Storage - Unconditioned - 05		Storage - Unconditioned		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		SUn		CZ05		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0.7		3420		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ05		Com-Indoor-LF+HIDSCESUnExCZ05		Com-Indoor-LF+HIDSDGSUnExCZ05

		Storage - Unconditioned - 06		Storage - Unconditioned		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		SUn		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1		1		0		0.7		3420		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESUnExCZ06		Com-Indoor-LF+HIDSCESUnExCZ06		Com-Indoor-LF+HIDSDGSUnExCZ06

		Storage - Unconditioned - 07		Storage - Unconditioned		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		SUn		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESUnExCZ07		Com-Indoor-LF+HIDSCESUnExCZ07		Com-Indoor-LF+HIDSDGSUnExCZ07

		Storage - Unconditioned - 08		Storage - Unconditioned		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		SUn		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1		1		0		0.7		3420		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESUnExCZ08		Com-Indoor-LF+HIDSCESUnExCZ08		Com-Indoor-LF+HIDSDGSUnExCZ08

		Storage - Unconditioned - 09		Storage - Unconditioned		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		SUn		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1		1		0		0.7		3420		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ09		Com-Indoor-LF+HIDSCESUnExCZ09		Com-Indoor-LF+HIDSDGSUnExCZ09

		Storage - Unconditioned - 10		Storage - Unconditioned		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		SUn		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1		1		0		0.7		3420		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESUnExCZ10		Com-Indoor-LF+HIDSCESUnExCZ10		Com-Indoor-LF+HIDSDGSUnExCZ10

		Storage - Unconditioned - 11		Storage - Unconditioned		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		SUn		CZ11		Wtd		PGE		1		1		0		0.7		3420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ11		Com-Indoor-LF+HIDSCESUnExCZ11		Com-Indoor-LF+HIDSDGSUnExCZ11

		Storage - Unconditioned - 12		Storage - Unconditioned		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		SUn		CZ12		Wtd		PGE		1		1		0		0.7		3420		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ12		Com-Indoor-LF+HIDSCESUnExCZ12		Com-Indoor-LF+HIDSDGSUnExCZ12

		Storage - Unconditioned - 13		Storage - Unconditioned		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		SUn		CZ13		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0.7		3420		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ13		Com-Indoor-LF+HIDSCESUnExCZ13		Com-Indoor-LF+HIDSDGSUnExCZ13

		Storage - Unconditioned - 14		Storage - Unconditioned		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		SUn		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1		1		0		0.7		3420		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESUnExCZ14		Com-Indoor-LF+HIDSCESUnExCZ14		Com-Indoor-LF+HIDSDGSUnExCZ14

		Storage - Unconditioned - 15		Storage - Unconditioned		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		SUn		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1		1		0		0.7		3420		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESUnExCZ15		Com-Indoor-LF+HIDSCESUnExCZ15		Com-Indoor-LF+HIDSDGSUnExCZ15

		Storage - Unconditioned - 16		Storage - Unconditioned		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		SUn		CZ16		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0.7		3420		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ16		Com-Indoor-LF+HIDSCESUnExCZ16		Com-Indoor-LF+HIDSDGSUnExCZ16

		Storage - Unconditioned - 17		Storage - Unconditioned		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		SUn		IOU		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0.7		3420		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESUnExIOU		Com-Indoor-LF+HIDSCESUnExIOU		Com-Indoor-LF+HIDSDGSUnExIOU

		Transportation - Communication - Utilities - 01		Transportation - Communication - Utilities		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		TCU		CZ01		Wtd		PGE		0.998		1.104		-0.007478		0.7452		3058		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ01		Com-Indoor-LF+HIDSCETCUExCZ01		Com-Indoor-LF+HIDSDGTCUExCZ01

		Transportation - Communication - Utilities - 02		Transportation - Communication - Utilities		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		TCU		CZ02		Wtd		PGE		1.034		1.184		-0.005082		0.7452		3058		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ02		Com-Indoor-LF+HIDSCETCUExCZ02		Com-Indoor-LF+HIDSDGTCUExCZ02

		Transportation - Communication - Utilities - 03		Transportation - Communication - Utilities		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		TCU		CZ03		Wtd		PGE		1.034		1.204		-0.0047		0.7452		3058		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ03		Com-Indoor-LF+HIDSCETCUExCZ03		Com-Indoor-LF+HIDSDGTCUExCZ03

		Transportation - Communication - Utilities - 04		Transportation - Communication - Utilities		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		TCU		CZ04		Wtd		PGE		1.054		1.202		-0.004158		0.7452		3058		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ04		Com-Indoor-LF+HIDSCETCUExCZ04		Com-Indoor-LF+HIDSDGTCUExCZ04

		Transportation - Communication - Utilities - 05		Transportation - Communication - Utilities		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		TCU		CZ05		Wtd		PGE		1.044		1.174		-0.003818		0.7452		3058		SCE		1.064		1.218		-0.003986		0.7452		3058		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ05		Com-Indoor-LF+HIDSCETCUExCZ05		Com-Indoor-LF+HIDSDGTCUExCZ05

		Transportation - Communication - Utilities - 06		Transportation - Communication - Utilities		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		TCU		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.088		1.218		-0.002682		0.7452		3058		SDG		1.082		1.208		-0.0021396		0.7452		3058						Com-Indoor-LF+HIDPGETCUExCZ06		Com-Indoor-LF+HIDSCETCUExCZ06		Com-Indoor-LF+HIDSDGTCUExCZ06

		Transportation - Communication - Utilities - 07		Transportation - Communication - Utilities		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		TCU		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.092		1.202		-0.0015824		0.7452		3058						Com-Indoor-LF+HIDPGETCUExCZ07		Com-Indoor-LF+HIDSCETCUExCZ07		Com-Indoor-LF+HIDSDGTCUExCZ07

		Transportation - Communication - Utilities - 08		Transportation - Communication - Utilities		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		TCU		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.106		1.228		-0.002266		0.7452		3058		SDG		1.1		1.216		-0.0016976		0.7452		3058						Com-Indoor-LF+HIDPGETCUExCZ08		Com-Indoor-LF+HIDSCETCUExCZ08		Com-Indoor-LF+HIDSDGTCUExCZ08

		Transportation - Communication - Utilities - 09		Transportation - Communication - Utilities		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		TCU		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.238		-0.00236		0.7452		3058		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ09		Com-Indoor-LF+HIDSCETCUExCZ09		Com-Indoor-LF+HIDSDGTCUExCZ09

		Transportation - Communication - Utilities - 10		Transportation - Communication - Utilities		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		TCU		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.096		1.206		-0.002284		0.7452		3058		SDG		1.1		1.2		-0.0018576		0.7452		3058						Com-Indoor-LF+HIDPGETCUExCZ10		Com-Indoor-LF+HIDSCETCUExCZ10		Com-Indoor-LF+HIDSDGTCUExCZ10

		Transportation - Communication - Utilities - 11		Transportation - Communication - Utilities		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		TCU		CZ11		Wtd		PGE		1.04		1.198		-0.00541		0.7452		3058		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ11		Com-Indoor-LF+HIDSCETCUExCZ11		Com-Indoor-LF+HIDSDGTCUExCZ11

		Transportation - Communication - Utilities - 12		Transportation - Communication - Utilities		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		TCU		CZ12		Wtd		PGE		1.046		1.196		-0.005018		0.7452		3058		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ12		Com-Indoor-LF+HIDSCETCUExCZ12		Com-Indoor-LF+HIDSDGTCUExCZ12

		Transportation - Communication - Utilities - 13		Transportation - Communication - Utilities		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		TCU		CZ13		Wtd		PGE		1.066		1.198		-0.004062		0.7452		3058		SCE		1.084		1.23		-0.004104		0.7452		3058		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ13		Com-Indoor-LF+HIDSCETCUExCZ13		Com-Indoor-LF+HIDSDGTCUExCZ13

		Transportation - Communication - Utilities - 14		Transportation - Communication - Utilities		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		TCU		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.222		-0.004524		0.7452		3058		SDG		1.07		1.216		-0.00396		0.7452		3058						Com-Indoor-LF+HIDPGETCUExCZ14		Com-Indoor-LF+HIDSCETCUExCZ14		Com-Indoor-LF+HIDSDGTCUExCZ14

		Transportation - Communication - Utilities - 15		Transportation - Communication - Utilities		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		TCU		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.138		1.232		-0.0013198		0.7452		3058		SDG		1.146		1.222		-0.0010202		0.7452		3058						Com-Indoor-LF+HIDPGETCUExCZ15		Com-Indoor-LF+HIDSCETCUExCZ15		Com-Indoor-LF+HIDSDGTCUExCZ15

		Transportation - Communication - Utilities - 16		Transportation - Communication - Utilities		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		TCU		CZ16		Wtd		PGE		0.982		1.186		-0.009138		0.7452		3058		SCE		0.992		1.218		-0.008998		0.7452		3058		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ16		Com-Indoor-LF+HIDSCETCUExCZ16		Com-Indoor-LF+HIDSDGTCUExCZ16

		Transportation - Communication - Utilities - 17		Transportation - Communication - Utilities		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		TCU		IOU		Wtd		PGE		1.046		1.194		-0.00468		0.7452		3058		SCE		1.102		1.222		-0.00253		0.7452		3058		SDG		1.094		1.2		-0.0016796		0.7452		3058						Com-Indoor-LF+HIDPGETCUExIOU		Com-Indoor-LF+HIDSCETCUExIOU		Com-Indoor-LF+HIDSDGTCUExIOU

		Warehouse - Refrigerated - 01		Warehouse - Refrigerated		01		DO8 v3.02		Com-Indoor-LF+HID		Ex		WRf		CZ01		Wtd		PGE		1.43		1.3		0		0.556		4770		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ01		Com-Indoor-LF+HIDSCEWRfExCZ01		Com-Indoor-LF+HIDSDGWRfExCZ01

		Warehouse - Refrigerated - 02		Warehouse - Refrigerated		02		DO8 v3.02		Com-Indoor-LF+HID		Ex		WRf		CZ02		Wtd		PGE		1.43		1.25		0		0.556		4770		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ02		Com-Indoor-LF+HIDSCEWRfExCZ02		Com-Indoor-LF+HIDSDGWRfExCZ02

		Warehouse - Refrigerated - 03		Warehouse - Refrigerated		03		DO8 v3.02		Com-Indoor-LF+HID		Ex		WRf		CZ03		Wtd		PGE		1.43		1.26		0		0.556		4770		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ03		Com-Indoor-LF+HIDSCEWRfExCZ03		Com-Indoor-LF+HIDSDGWRfExCZ03

		Warehouse - Refrigerated - 04		Warehouse - Refrigerated		04		DO8 v3.02		Com-Indoor-LF+HID		Ex		WRf		CZ04		Wtd		PGE		1.41		1.25		0		0.556		4770		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ04		Com-Indoor-LF+HIDSCEWRfExCZ04		Com-Indoor-LF+HIDSDGWRfExCZ04

		Warehouse - Refrigerated - 05		Warehouse - Refrigerated		05		DO8 v3.02		Com-Indoor-LF+HID		Ex		WRf		CZ05		Wtd		PGE		1.41		1.28		0		0.556		4770		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ05		Com-Indoor-LF+HIDSCEWRfExCZ05		Com-Indoor-LF+HIDSDGWRfExCZ05

		Warehouse - Refrigerated - 06		Warehouse - Refrigerated		06		DO8 v3.02		Com-Indoor-LF+HID		Ex		WRf		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.38		1.24		0		0.556		4770		SDG		1.4		1.24		0		0.556		4770						Com-Indoor-LF+HIDPGEWRfExCZ06		Com-Indoor-LF+HIDSCEWRfExCZ06		Com-Indoor-LF+HIDSDGWRfExCZ06

		Warehouse - Refrigerated - 07		Warehouse - Refrigerated		07		DO8 v3.02		Com-Indoor-LF+HID		Ex		WRf		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.39		1.27		0		0.556		4770						Com-Indoor-LF+HIDPGEWRfExCZ07		Com-Indoor-LF+HIDSCEWRfExCZ07		Com-Indoor-LF+HIDSDGWRfExCZ07

		Warehouse - Refrigerated - 08		Warehouse - Refrigerated		08		DO8 v3.02		Com-Indoor-LF+HID		Ex		WRf		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.38		1.27		0		0.556		4770		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ08		Com-Indoor-LF+HIDSCEWRfExCZ08		Com-Indoor-LF+HIDSDGWRfExCZ08

		Warehouse - Refrigerated - 09		Warehouse - Refrigerated		09		DO8 v3.02		Com-Indoor-LF+HID		Ex		WRf		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.39		1.25		0		0.556		4770		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ09		Com-Indoor-LF+HIDSCEWRfExCZ09		Com-Indoor-LF+HIDSDGWRfExCZ09

		Warehouse - Refrigerated - 10		Warehouse - Refrigerated		10		DO8 v3.02		Com-Indoor-LF+HID		Ex		WRf		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.42		1.24		0		0.556		4770		SDG		1.42		1.24		0		0.556		4770						Com-Indoor-LF+HIDPGEWRfExCZ10		Com-Indoor-LF+HIDSCEWRfExCZ10		Com-Indoor-LF+HIDSDGWRfExCZ10

		Warehouse - Refrigerated - 11		Warehouse - Refrigerated		11		DO8 v3.02		Com-Indoor-LF+HID		Ex		WRf		CZ11		Wtd		PGE		1.41		1.24		0		0.556		4770		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ11		Com-Indoor-LF+HIDSCEWRfExCZ11		Com-Indoor-LF+HIDSDGWRfExCZ11

		Warehouse - Refrigerated - 12		Warehouse - Refrigerated		12		DO8 v3.02		Com-Indoor-LF+HID		Ex		WRf		CZ12		Wtd		PGE		1.41		1.24		0		0.556		4770		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ12		Com-Indoor-LF+HIDSCEWRfExCZ12		Com-Indoor-LF+HIDSDGWRfExCZ12

		Warehouse - Refrigerated - 13		Warehouse - Refrigerated		13		DO8 v3.02		Com-Indoor-LF+HID		Ex		WRf		CZ13		Wtd		PGE		1.41		1.25		0		0.556		4770		SCE		1.41		1.24		0		0.556		4770		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ13		Com-Indoor-LF+HIDSCEWRfExCZ13		Com-Indoor-LF+HIDSDGWRfExCZ13

		Warehouse - Refrigerated - 14		Warehouse - Refrigerated		14		DO8 v3.02		Com-Indoor-LF+HID		Ex		WRf		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.4		1.24		0		0.556		4770		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ14		Com-Indoor-LF+HIDSCEWRfExCZ14		Com-Indoor-LF+HIDSDGWRfExCZ14

		Warehouse - Refrigerated - 15		Warehouse - Refrigerated		15		DO8 v3.02		Com-Indoor-LF+HID		Ex		WRf		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.43		1.25		0		0.556		4770		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ15		Com-Indoor-LF+HIDSCEWRfExCZ15		Com-Indoor-LF+HIDSDGWRfExCZ15

		Warehouse - Refrigerated - 16		Warehouse - Refrigerated		16		DO8 v3.02		Com-Indoor-LF+HID		Ex		WRf		CZ16		Wtd		PGE		1.33		1.31		-0.0004		0.556		4770		SCE		1.33		1.35		-0.0004		0.556		4770		SDG		0		0		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ16		Com-Indoor-LF+HIDSCEWRfExCZ16		Com-Indoor-LF+HIDSDGWRfExCZ16

		Warehouse - Refrigerated - 17		Warehouse - Refrigerated		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		WRf		IOU		Wtd		PGE		1.42		1.25		-0.000000156		0.556		4770		SCE		1.39		1.25		-0.00000129		0.556		4770		SDG		1.4		1.26		0		0.556		4770						Com-Indoor-LF+HIDPGEWRfExIOU		Com-Indoor-LF+HIDSCEWRfExIOU		Com-Indoor-LF+HIDSDGWRfExIOU

		Commercial Weighted - 17		Commercial Weighted		17		DO8 v3.02		Com-Indoor-LF+HID		Ex		Com		IOU		Wtd		PGE		1.06		1.2		-0.00608		0.635		3190		SCE		1.12		1.23		-0.00325		0.68		3230		SDG		1.12		1.23		-0.00295		0.688		3180						Com-Indoor-LF+HIDPGEComExIOU		Com-Indoor-LF+HIDSCEComExIOU		Com-Indoor-LF+HIDSDGComExIOU

		Exterior/None - Residential Mobile Home - Double-Wide - 01		Residential Mobile Home - Double-Wide		01		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ01		Wtd		PGE		1		1		0		0.049		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ01		Res-Indoor-CFLSCEDMoExCZ01		Res-Indoor-CFLSDGDMoExCZ01

		Exterior/None - Residential Mobile Home - Double-Wide - 02		Residential Mobile Home - Double-Wide		02		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ02		Wtd		PGE		1		1		0		0.043		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ02		Res-Indoor-CFLSCEDMoExCZ02		Res-Indoor-CFLSDGDMoExCZ02

		Exterior/None - Residential Mobile Home - Double-Wide - 03		Residential Mobile Home - Double-Wide		03		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ03		Wtd		PGE		1		1		0		0.043		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ03		Res-Indoor-CFLSCEDMoExCZ03		Res-Indoor-CFLSDGDMoExCZ03

		Exterior/None - Residential Mobile Home - Double-Wide - 04		Residential Mobile Home - Double-Wide		04		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ04		Wtd		PGE		1		1		0		0.043		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ04		Res-Indoor-CFLSCEDMoExCZ04		Res-Indoor-CFLSDGDMoExCZ04

		Exterior/None - Residential Mobile Home - Double-Wide - 05		Residential Mobile Home - Double-Wide		05		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ05		Wtd		PGE		1		1		0		0.047		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ05		Res-Indoor-CFLSCEDMoExCZ05		Res-Indoor-CFLSDGDMoExCZ05

		Exterior/None - Residential Mobile Home - Double-Wide - 06		Residential Mobile Home - Double-Wide		06		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		541		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ06		Res-Indoor-CFLSCEDMoExCZ06		Res-Indoor-CFLSDGDMoExCZ06

		Exterior/None - Residential Mobile Home - Double-Wide - 07		Residential Mobile Home - Double-Wide		07		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.047		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ07		Res-Indoor-CFLSCEDMoExCZ07		Res-Indoor-CFLSDGDMoExCZ07

		Exterior/None - Residential Mobile Home - Double-Wide - 08		Residential Mobile Home - Double-Wide		08		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.047		541		SDG		1		1		0		0.047		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ08		Res-Indoor-CFLSCEDMoExCZ08		Res-Indoor-CFLSDGDMoExCZ08

		Exterior/None - Residential Mobile Home - Double-Wide - 09		Residential Mobile Home - Double-Wide		09		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.045		541		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ09		Res-Indoor-CFLSCEDMoExCZ09		Res-Indoor-CFLSDGDMoExCZ09

		Exterior/None - Residential Mobile Home - Double-Wide - 10		Residential Mobile Home - Double-Wide		10		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		541		SDG		1		1		0		0.043		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ10		Res-Indoor-CFLSCEDMoExCZ10		Res-Indoor-CFLSDGDMoExCZ10

		Exterior/None - Residential Mobile Home - Double-Wide - 11		Residential Mobile Home - Double-Wide		11		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ11		Wtd		PGE		1		1		0		0.044		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ11		Res-Indoor-CFLSCEDMoExCZ11		Res-Indoor-CFLSDGDMoExCZ11

		Exterior/None - Residential Mobile Home - Double-Wide - 12		Residential Mobile Home - Double-Wide		12		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ12		Wtd		PGE		1		1		0		0.045		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ12		Res-Indoor-CFLSCEDMoExCZ12		Res-Indoor-CFLSDGDMoExCZ12

		Exterior/None - Residential Mobile Home - Double-Wide - 13		Residential Mobile Home - Double-Wide		13		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ13		Wtd		PGE		1		1		0		0.045		541		SCE		1		1		0		0.045		541		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ13		Res-Indoor-CFLSCEDMoExCZ13		Res-Indoor-CFLSDGDMoExCZ13

		Exterior/None - Residential Mobile Home - Double-Wide - 14		Residential Mobile Home - Double-Wide		14		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		541		SDG		1		1		0		0.043		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ14		Res-Indoor-CFLSCEDMoExCZ14		Res-Indoor-CFLSDGDMoExCZ14

		Exterior/None - Residential Mobile Home - Double-Wide - 15		Residential Mobile Home - Double-Wide		15		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.044		541		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ15		Res-Indoor-CFLSCEDMoExCZ15		Res-Indoor-CFLSDGDMoExCZ15

		Exterior/None - Residential Mobile Home - Double-Wide - 16		Residential Mobile Home - Double-Wide		16		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ16		Wtd		PGE		1		1		0		0.045		541		SCE		1		1		0		0.045		541		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExCZ16		Res-Indoor-CFLSCEDMoExCZ16		Res-Indoor-CFLSDGDMoExCZ16

		Exterior/None - Residential Mobile Home - Double-Wide - 17		Residential Mobile Home - Double-Wide		17		Exterior/None		Res-Indoor-CFL		Ex		DMo		IOU		Wtd		PGE		1		1		0		0.0444		541		SCE		1		1		0		0.0442		541		SDG		1		1		0		0.0451		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEDMoExIOU		Res-Indoor-CFLSCEDMoExIOU		Res-Indoor-CFLSDGDMoExIOU

		Exterior/None - Residential Multi-Family - 01		Residential Multi-Family		01		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ01		Wtd		PGE		1		1		0		0.049		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ01		Res-Indoor-CFLSCEMFmExCZ01		Res-Indoor-CFLSDGMFmExCZ01

		Exterior/None - Residential Multi-Family - 02		Residential Multi-Family		02		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ02		Wtd		PGE		1		1		0		0.043		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ02		Res-Indoor-CFLSCEMFmExCZ02		Res-Indoor-CFLSDGMFmExCZ02

		Exterior/None - Residential Multi-Family - 03		Residential Multi-Family		03		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ03		Wtd		PGE		1		1		0		0.043		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ03		Res-Indoor-CFLSCEMFmExCZ03		Res-Indoor-CFLSDGMFmExCZ03

		Exterior/None - Residential Multi-Family - 04		Residential Multi-Family		04		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ04		Wtd		PGE		1		1		0		0.043		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ04		Res-Indoor-CFLSCEMFmExCZ04		Res-Indoor-CFLSDGMFmExCZ04

		Exterior/None - Residential Multi-Family - 05		Residential Multi-Family		05		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ05		Wtd		PGE		1		1		0		0.047		541		SCE		1		1		0		0.047		541		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ05		Res-Indoor-CFLSCEMFmExCZ05		Res-Indoor-CFLSDGMFmExCZ05

		Exterior/None - Residential Multi-Family - 06		Residential Multi-Family		06		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		541		SDG		1		1		0		0.043		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ06		Res-Indoor-CFLSCEMFmExCZ06		Res-Indoor-CFLSDGMFmExCZ06

		Exterior/None - Residential Multi-Family - 07		Residential Multi-Family		07		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.047		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ07		Res-Indoor-CFLSCEMFmExCZ07		Res-Indoor-CFLSDGMFmExCZ07

		Exterior/None - Residential Multi-Family - 08		Residential Multi-Family		08		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.047		541		SDG		1		1		0		0.047		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ08		Res-Indoor-CFLSCEMFmExCZ08		Res-Indoor-CFLSDGMFmExCZ08

		Exterior/None - Residential Multi-Family - 09		Residential Multi-Family		09		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.045		541		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ09		Res-Indoor-CFLSCEMFmExCZ09		Res-Indoor-CFLSDGMFmExCZ09

		Exterior/None - Residential Multi-Family - 10		Residential Multi-Family		10		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		541		SDG		1		1		0		0.043		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ10		Res-Indoor-CFLSCEMFmExCZ10		Res-Indoor-CFLSDGMFmExCZ10

		Exterior/None - Residential Multi-Family - 11		Residential Multi-Family		11		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ11		Wtd		PGE		1		1		0		0.044		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ11		Res-Indoor-CFLSCEMFmExCZ11		Res-Indoor-CFLSDGMFmExCZ11

		Exterior/None - Residential Multi-Family - 12		Residential Multi-Family		12		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ12		Wtd		PGE		1		1		0		0.045		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ12		Res-Indoor-CFLSCEMFmExCZ12		Res-Indoor-CFLSDGMFmExCZ12

		Exterior/None - Residential Multi-Family - 13		Residential Multi-Family		13		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ13		Wtd		PGE		1		1		0		0.045		541		SCE		1		1		0		0.045		541		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ13		Res-Indoor-CFLSCEMFmExCZ13		Res-Indoor-CFLSDGMFmExCZ13

		Exterior/None - Residential Multi-Family - 14		Residential Multi-Family		14		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		541		SDG		1		1		0		0.043		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ14		Res-Indoor-CFLSCEMFmExCZ14		Res-Indoor-CFLSDGMFmExCZ14

		Exterior/None - Residential Multi-Family - 15		Residential Multi-Family		15		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.044		541		SDG		1		1		0		0.044		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ15		Res-Indoor-CFLSCEMFmExCZ15		Res-Indoor-CFLSDGMFmExCZ15

		Exterior/None - Residential Multi-Family - 16		Residential Multi-Family		16		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ16		Wtd		PGE		1		1		0		0.045		541		SCE		1		1		0		0.045		541		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExCZ16		Res-Indoor-CFLSCEMFmExCZ16		Res-Indoor-CFLSDGMFmExCZ16

		Exterior/None - Residential Multi-Family - 17		Residential Multi-Family		17		Exterior/None		Res-Indoor-CFL		Ex		MFm		IOU		Wtd		PGE		1		1		0		0.0437		541		SCE		1		1		0		0.0446		541		SDG		1		1		0		0.046		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEMFmExIOU		Res-Indoor-CFLSCEMFmExIOU		Res-Indoor-CFLSDGMFmExIOU

		Exterior/None - Residential Single Family - 01		Residential Single Family		01		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ01		Wtd		PGE		1		1		0		0.049		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ01		Res-Indoor-CFLSCESFmExCZ01		Res-Indoor-CFLSDGSFmExCZ01

		Exterior/None - Residential Single Family - 02		Residential Single Family		02		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ02		Wtd		PGE		1		1		0		0.043		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ02		Res-Indoor-CFLSCESFmExCZ02		Res-Indoor-CFLSDGSFmExCZ02

		Exterior/None - Residential Single Family - 03		Residential Single Family		03		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ03		Wtd		PGE		1		1		0		0.043		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ03		Res-Indoor-CFLSCESFmExCZ03		Res-Indoor-CFLSDGSFmExCZ03

		Exterior/None - Residential Single Family - 04		Residential Single Family		04		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ04		Wtd		PGE		1		1		0		0.043		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ04		Res-Indoor-CFLSCESFmExCZ04		Res-Indoor-CFLSDGSFmExCZ04

		Exterior/None - Residential Single Family - 05		Residential Single Family		05		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ05		Wtd		PGE		1		1		0		0.047		541		SCE		1		1		0		0.047		541		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ05		Res-Indoor-CFLSCESFmExCZ05		Res-Indoor-CFLSDGSFmExCZ05

		Exterior/None - Residential Single Family - 06		Residential Single Family		06		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		541		SDG		1		1		0		0.043		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ06		Res-Indoor-CFLSCESFmExCZ06		Res-Indoor-CFLSDGSFmExCZ06

		Exterior/None - Residential Single Family - 07		Residential Single Family		07		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.047		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ07		Res-Indoor-CFLSCESFmExCZ07		Res-Indoor-CFLSDGSFmExCZ07

		Exterior/None - Residential Single Family - 08		Residential Single Family		08		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.047		541		SDG		1		1		0		0.047		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ08		Res-Indoor-CFLSCESFmExCZ08		Res-Indoor-CFLSDGSFmExCZ08

		Exterior/None - Residential Single Family - 09		Residential Single Family		09		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.045		541		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ09		Res-Indoor-CFLSCESFmExCZ09		Res-Indoor-CFLSDGSFmExCZ09

		Exterior/None - Residential Single Family - 10		Residential Single Family		10		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		541		SDG		1		1		0		0.043		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ10		Res-Indoor-CFLSCESFmExCZ10		Res-Indoor-CFLSDGSFmExCZ10

		Exterior/None - Residential Single Family - 11		Residential Single Family		11		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ11		Wtd		PGE		1		1		0		0.044		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ11		Res-Indoor-CFLSCESFmExCZ11		Res-Indoor-CFLSDGSFmExCZ11

		Exterior/None - Residential Single Family - 12		Residential Single Family		12		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ12		Wtd		PGE		1		1		0		0.045		541		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ12		Res-Indoor-CFLSCESFmExCZ12		Res-Indoor-CFLSDGSFmExCZ12

		Exterior/None - Residential Single Family - 13		Residential Single Family		13		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ13		Wtd		PGE		1		1		0		0.045		541		SCE		1		1		0		0.045		541		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ13		Res-Indoor-CFLSCESFmExCZ13		Res-Indoor-CFLSDGSFmExCZ13

		Exterior/None - Residential Single Family - 14		Residential Single Family		14		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		541		SDG		1		1		0		0.043		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ14		Res-Indoor-CFLSCESFmExCZ14		Res-Indoor-CFLSDGSFmExCZ14

		Exterior/None - Residential Single Family - 15		Residential Single Family		15		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.044		541		SDG		1		1		0		0.044		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ15		Res-Indoor-CFLSCESFmExCZ15		Res-Indoor-CFLSDGSFmExCZ15

		Exterior/None - Residential Single Family - 16		Residential Single Family		16		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ16		Wtd		PGE		1		1		0		0.045		541		SCE		1		1		0		0.045		541		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExCZ16		Res-Indoor-CFLSCESFmExCZ16		Res-Indoor-CFLSDGSFmExCZ16

		Exterior/None - Residential Single Family - 17		Residential Single Family		17		Exterior/None		Res-Indoor-CFL		Ex		SFm		IOU		Wtd		PGE		1		1		0		0.0441		541		SCE		1		1		0		0.0445		541		SDG		1		1		0		0.0454		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGESFmExIOU		Res-Indoor-CFLSCESFmExIOU		Res-Indoor-CFLSDGSFmExIOU

		Exterior/None - Residential Weighted - 17		Residential Weighted		17		Exterior/None		Res-Indoor-CFL		Ex		Res		IOU		Wtd		PGE		1		1		0		0.044		541		SCE		1		1		0		0.0445		541		SDG		1		1		0		0.0456		541		Residential CFL Interactieve Effects were used.				Res-Indoor-CFLPGEResExIOU		Res-Indoor-CFLSCEResExIOU		Res-Indoor-CFLSDGResExIOU

		Exterior/None - Agricultural - 01		Agricultural		01		Exterior/None		Com-Indoor-LF+HID		Ex		Agr		CZ01		Wtd		PGE		1		1		0		0.7885		3257		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ01		Com-Indoor-LF+HIDSCEAgrExCZ01		Com-Indoor-LF+HIDSDGAgrExCZ01

		Exterior/None - Agricultural - 02		Agricultural		02		Exterior/None		Com-Indoor-LF+HID		Ex		Agr		CZ02		Wtd		PGE		1		1		0		0.7885		3257		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ02		Com-Indoor-LF+HIDSCEAgrExCZ02		Com-Indoor-LF+HIDSDGAgrExCZ02

		Exterior/None - Agricultural - 03		Agricultural		03		Exterior/None		Com-Indoor-LF+HID		Ex		Agr		CZ03		Wtd		PGE		1		1		0		0.7885		3257		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ03		Com-Indoor-LF+HIDSCEAgrExCZ03		Com-Indoor-LF+HIDSDGAgrExCZ03

		Exterior/None - Agricultural - 04		Agricultural		04		Exterior/None		Com-Indoor-LF+HID		Ex		Agr		CZ04		Wtd		PGE		1		1		0		0.7885		3257		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ04		Com-Indoor-LF+HIDSCEAgrExCZ04		Com-Indoor-LF+HIDSDGAgrExCZ04

		Exterior/None - Agricultural - 05		Agricultural		05		Exterior/None		Com-Indoor-LF+HID		Ex		Agr		CZ05		Wtd		PGE		1		1		0		0.7885		3257		SCE		1		1		0		0.7885		3257		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ05		Com-Indoor-LF+HIDSCEAgrExCZ05		Com-Indoor-LF+HIDSDGAgrExCZ05

		Exterior/None - Agricultural - 06		Agricultural		06		Exterior/None		Com-Indoor-LF+HID		Ex		Agr		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7885		3257		SDG		1		1		0		0.7885		3257						Com-Indoor-LF+HIDPGEAgrExCZ06		Com-Indoor-LF+HIDSCEAgrExCZ06		Com-Indoor-LF+HIDSDGAgrExCZ06

		Exterior/None - Agricultural - 07		Agricultural		07		Exterior/None		Com-Indoor-LF+HID		Ex		Agr		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.7885		3257						Com-Indoor-LF+HIDPGEAgrExCZ07		Com-Indoor-LF+HIDSCEAgrExCZ07		Com-Indoor-LF+HIDSDGAgrExCZ07

		Exterior/None - Agricultural - 08		Agricultural		08		Exterior/None		Com-Indoor-LF+HID		Ex		Agr		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7885		3257		SDG		1		1		0		0.7885		3257						Com-Indoor-LF+HIDPGEAgrExCZ08		Com-Indoor-LF+HIDSCEAgrExCZ08		Com-Indoor-LF+HIDSDGAgrExCZ08

		Exterior/None - Agricultural - 09		Agricultural		09		Exterior/None		Com-Indoor-LF+HID		Ex		Agr		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7885		3257		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ09		Com-Indoor-LF+HIDSCEAgrExCZ09		Com-Indoor-LF+HIDSDGAgrExCZ09

		Exterior/None - Agricultural - 10		Agricultural		10		Exterior/None		Com-Indoor-LF+HID		Ex		Agr		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7885		3257		SDG		1		1		0		0.7885		3257						Com-Indoor-LF+HIDPGEAgrExCZ10		Com-Indoor-LF+HIDSCEAgrExCZ10		Com-Indoor-LF+HIDSDGAgrExCZ10

		Exterior/None - Agricultural - 11		Agricultural		11		Exterior/None		Com-Indoor-LF+HID		Ex		Agr		CZ11		Wtd		PGE		1		1		0		0.7885		3257		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ11		Com-Indoor-LF+HIDSCEAgrExCZ11		Com-Indoor-LF+HIDSDGAgrExCZ11

		Exterior/None - Agricultural - 12		Agricultural		12		Exterior/None		Com-Indoor-LF+HID		Ex		Agr		CZ12		Wtd		PGE		1		1		0		0.7885		3257		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ12		Com-Indoor-LF+HIDSCEAgrExCZ12		Com-Indoor-LF+HIDSDGAgrExCZ12

		Exterior/None - Agricultural - 13		Agricultural		13		Exterior/None		Com-Indoor-LF+HID		Ex		Agr		CZ13		Wtd		PGE		1		1		0		0.7885		3257		SCE		1		1		0		0.7885		3257		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ13		Com-Indoor-LF+HIDSCEAgrExCZ13		Com-Indoor-LF+HIDSDGAgrExCZ13

		Exterior/None - Agricultural - 14		Agricultural		14		Exterior/None		Com-Indoor-LF+HID		Ex		Agr		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7885		3257		SDG		1		1		0		0.7885		3257						Com-Indoor-LF+HIDPGEAgrExCZ14		Com-Indoor-LF+HIDSCEAgrExCZ14		Com-Indoor-LF+HIDSDGAgrExCZ14

		Exterior/None - Agricultural - 15		Agricultural		15		Exterior/None		Com-Indoor-LF+HID		Ex		Agr		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7885		3257		SDG		1		1		0		0.7885		3257						Com-Indoor-LF+HIDPGEAgrExCZ15		Com-Indoor-LF+HIDSCEAgrExCZ15		Com-Indoor-LF+HIDSDGAgrExCZ15

		Exterior/None - Agricultural - 16		Agricultural		16		Exterior/None		Com-Indoor-LF+HID		Ex		Agr		CZ16		Wtd		PGE		1		1		0		0.7885		3257		SCE		1		1		0		0.7885		3257		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAgrExCZ16		Com-Indoor-LF+HIDSCEAgrExCZ16		Com-Indoor-LF+HIDSDGAgrExCZ16

		Exterior/None - Agricultural - 17		Agricultural		17		Exterior/None		Com-Indoor-LF+HID		Ex		Agr		IOU		Wtd		PGE		1		1		0		0.7885		3257		SCE		1		1		0		0.7885		3257		SDG		1		1		0		0.7885		3257						Com-Indoor-LF+HIDPGEAgrExIOU		Com-Indoor-LF+HIDSCEAgrExIOU		Com-Indoor-LF+HIDSDGAgrExIOU

		Exterior/None - Assembly - 01		Assembly		01		Exterior/None		Com-Indoor-LF+HID		Ex		Asm		CZ01		Wtd		PGE		1		1		0		0.532		2610		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ01		Com-Indoor-LF+HIDSCEAsmExCZ01		Com-Indoor-LF+HIDSDGAsmExCZ01

		Exterior/None - Assembly - 02		Assembly		02		Exterior/None		Com-Indoor-LF+HID		Ex		Asm		CZ02		Wtd		PGE		1		1		0		0.532		2610		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ02		Com-Indoor-LF+HIDSCEAsmExCZ02		Com-Indoor-LF+HIDSDGAsmExCZ02

		Exterior/None - Assembly - 03		Assembly		03		Exterior/None		Com-Indoor-LF+HID		Ex		Asm		CZ03		Wtd		PGE		1		1		0		0.532		2610		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ03		Com-Indoor-LF+HIDSCEAsmExCZ03		Com-Indoor-LF+HIDSDGAsmExCZ03

		Exterior/None - Assembly - 04		Assembly		04		Exterior/None		Com-Indoor-LF+HID		Ex		Asm		CZ04		Wtd		PGE		1		1		0		0.532		2610		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ04		Com-Indoor-LF+HIDSCEAsmExCZ04		Com-Indoor-LF+HIDSDGAsmExCZ04

		Exterior/None - Assembly - 05		Assembly		05		Exterior/None		Com-Indoor-LF+HID		Ex		Asm		CZ05		Wtd		PGE		1		1		0		0.532		2610		SCE		1		1		0		0.532		2610		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ05		Com-Indoor-LF+HIDSCEAsmExCZ05		Com-Indoor-LF+HIDSDGAsmExCZ05

		Exterior/None - Assembly - 06		Assembly		06		Exterior/None		Com-Indoor-LF+HID		Ex		Asm		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.532		2610		SDG		1		1		0		0.532		2610						Com-Indoor-LF+HIDPGEAsmExCZ06		Com-Indoor-LF+HIDSCEAsmExCZ06		Com-Indoor-LF+HIDSDGAsmExCZ06

		Exterior/None - Assembly - 07		Assembly		07		Exterior/None		Com-Indoor-LF+HID		Ex		Asm		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.532		2610						Com-Indoor-LF+HIDPGEAsmExCZ07		Com-Indoor-LF+HIDSCEAsmExCZ07		Com-Indoor-LF+HIDSDGAsmExCZ07

		Exterior/None - Assembly - 08		Assembly		08		Exterior/None		Com-Indoor-LF+HID		Ex		Asm		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.532		2610		SDG		1		1		0		0.532		2610						Com-Indoor-LF+HIDPGEAsmExCZ08		Com-Indoor-LF+HIDSCEAsmExCZ08		Com-Indoor-LF+HIDSDGAsmExCZ08

		Exterior/None - Assembly - 09		Assembly		09		Exterior/None		Com-Indoor-LF+HID		Ex		Asm		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.532		2610		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ09		Com-Indoor-LF+HIDSCEAsmExCZ09		Com-Indoor-LF+HIDSDGAsmExCZ09

		Exterior/None - Assembly - 10		Assembly		10		Exterior/None		Com-Indoor-LF+HID		Ex		Asm		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.532		2610		SDG		1		1		0		0.532		2610						Com-Indoor-LF+HIDPGEAsmExCZ10		Com-Indoor-LF+HIDSCEAsmExCZ10		Com-Indoor-LF+HIDSDGAsmExCZ10

		Exterior/None - Assembly - 11		Assembly		11		Exterior/None		Com-Indoor-LF+HID		Ex		Asm		CZ11		Wtd		PGE		1		1		0		0.532		2610		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ11		Com-Indoor-LF+HIDSCEAsmExCZ11		Com-Indoor-LF+HIDSDGAsmExCZ11

		Exterior/None - Assembly - 12		Assembly		12		Exterior/None		Com-Indoor-LF+HID		Ex		Asm		CZ12		Wtd		PGE		1		1		0		0.532		2610		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ12		Com-Indoor-LF+HIDSCEAsmExCZ12		Com-Indoor-LF+HIDSDGAsmExCZ12

		Exterior/None - Assembly - 13		Assembly		13		Exterior/None		Com-Indoor-LF+HID		Ex		Asm		CZ13		Wtd		PGE		1		1		0		0.532		2610		SCE		1		1		0		0.532		2610		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ13		Com-Indoor-LF+HIDSCEAsmExCZ13		Com-Indoor-LF+HIDSDGAsmExCZ13

		Exterior/None - Assembly - 14		Assembly		14		Exterior/None		Com-Indoor-LF+HID		Ex		Asm		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.532		2610		SDG		1		1		0		0.532		2610						Com-Indoor-LF+HIDPGEAsmExCZ14		Com-Indoor-LF+HIDSCEAsmExCZ14		Com-Indoor-LF+HIDSDGAsmExCZ14

		Exterior/None - Assembly - 15		Assembly		15		Exterior/None		Com-Indoor-LF+HID		Ex		Asm		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.532		2610		SDG		1		1		0		0.532		2610						Com-Indoor-LF+HIDPGEAsmExCZ15		Com-Indoor-LF+HIDSCEAsmExCZ15		Com-Indoor-LF+HIDSDGAsmExCZ15

		Exterior/None - Assembly - 16		Assembly		16		Exterior/None		Com-Indoor-LF+HID		Ex		Asm		CZ16		Wtd		PGE		1		1		0		0.532		2610		SCE		1		1		0		0.532		2610		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEAsmExCZ16		Com-Indoor-LF+HIDSCEAsmExCZ16		Com-Indoor-LF+HIDSDGAsmExCZ16

		Exterior/None - Assembly - 17		Assembly		17		Exterior/None		Com-Indoor-LF+HID		Ex		Asm		IOU		Wtd		PGE		1		1		0		0.532		2610		SCE		1		1		0		0.532		2610		SDG		1		1		0		0.532		2610						Com-Indoor-LF+HIDPGEAsmExIOU		Com-Indoor-LF+HIDSCEAsmExIOU		Com-Indoor-LF+HIDSDGAsmExIOU

		Exterior/None - Education - Community College - 01		Education - Community College		01		Exterior/None		Com-Indoor-LF+HID		Ex		ECC		CZ01		Wtd		PGE		1		1		0		0.806		2420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ01		Com-Indoor-LF+HIDSCEECCExCZ01		Com-Indoor-LF+HIDSDGECCExCZ01

		Exterior/None - Education - Community College - 02		Education - Community College		02		Exterior/None		Com-Indoor-LF+HID		Ex		ECC		CZ02		Wtd		PGE		1		1		0		0.487		2420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ02		Com-Indoor-LF+HIDSCEECCExCZ02		Com-Indoor-LF+HIDSDGECCExCZ02

		Exterior/None - Education - Community College - 03		Education - Community College		03		Exterior/None		Com-Indoor-LF+HID		Ex		ECC		CZ03		Wtd		PGE		1		1		0		0.487		2420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ03		Com-Indoor-LF+HIDSCEECCExCZ03		Com-Indoor-LF+HIDSDGECCExCZ03

		Exterior/None - Education - Community College - 04		Education - Community College		04		Exterior/None		Com-Indoor-LF+HID		Ex		ECC		CZ04		Wtd		PGE		1		1		0		0.487		2420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ04		Com-Indoor-LF+HIDSCEECCExCZ04		Com-Indoor-LF+HIDSDGECCExCZ04

		Exterior/None - Education - Community College - 05		Education - Community College		05		Exterior/None		Com-Indoor-LF+HID		Ex		ECC		CZ05		Wtd		PGE		1		1		0		0.806		2420		SCE		1		1		0		0.806		2420		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ05		Com-Indoor-LF+HIDSCEECCExCZ05		Com-Indoor-LF+HIDSDGECCExCZ05

		Exterior/None - Education - Community College - 06		Education - Community College		06		Exterior/None		Com-Indoor-LF+HID		Ex		ECC		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.487		2420		SDG		1		1		0		0.487		2420						Com-Indoor-LF+HIDPGEECCExCZ06		Com-Indoor-LF+HIDSCEECCExCZ06		Com-Indoor-LF+HIDSDGECCExCZ06

		Exterior/None - Education - Community College - 07		Education - Community College		07		Exterior/None		Com-Indoor-LF+HID		Ex		ECC		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.806		2420						Com-Indoor-LF+HIDPGEECCExCZ07		Com-Indoor-LF+HIDSCEECCExCZ07		Com-Indoor-LF+HIDSDGECCExCZ07

		Exterior/None - Education - Community College - 08		Education - Community College		08		Exterior/None		Com-Indoor-LF+HID		Ex		ECC		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.806		2420		SDG		1		1		0		0.806		2420						Com-Indoor-LF+HIDPGEECCExCZ08		Com-Indoor-LF+HIDSCEECCExCZ08		Com-Indoor-LF+HIDSDGECCExCZ08

		Exterior/None - Education - Community College - 09		Education - Community College		09		Exterior/None		Com-Indoor-LF+HID		Ex		ECC		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.487		2420		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ09		Com-Indoor-LF+HIDSCEECCExCZ09		Com-Indoor-LF+HIDSDGECCExCZ09

		Exterior/None - Education - Community College - 10		Education - Community College		10		Exterior/None		Com-Indoor-LF+HID		Ex		ECC		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.487		2420		SDG		1		1		0		0.487		2420						Com-Indoor-LF+HIDPGEECCExCZ10		Com-Indoor-LF+HIDSCEECCExCZ10		Com-Indoor-LF+HIDSDGECCExCZ10

		Exterior/None - Education - Community College - 11		Education - Community College		11		Exterior/None		Com-Indoor-LF+HID		Ex		ECC		CZ11		Wtd		PGE		1		1		0		0.487		2420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ11		Com-Indoor-LF+HIDSCEECCExCZ11		Com-Indoor-LF+HIDSDGECCExCZ11

		Exterior/None - Education - Community College - 12		Education - Community College		12		Exterior/None		Com-Indoor-LF+HID		Ex		ECC		CZ12		Wtd		PGE		1		1		0		0.487		2420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ12		Com-Indoor-LF+HIDSCEECCExCZ12		Com-Indoor-LF+HIDSDGECCExCZ12

		Exterior/None - Education - Community College - 13		Education - Community College		13		Exterior/None		Com-Indoor-LF+HID		Ex		ECC		CZ13		Wtd		PGE		1		1		0		0.022		2420		SCE		1		1		0		0.022		2420		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ13		Com-Indoor-LF+HIDSCEECCExCZ13		Com-Indoor-LF+HIDSDGECCExCZ13

		Exterior/None - Education - Community College - 14		Education - Community College		14		Exterior/None		Com-Indoor-LF+HID		Ex		ECC		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.487		2420		SDG		1		1		0		0.487		2420						Com-Indoor-LF+HIDPGEECCExCZ14		Com-Indoor-LF+HIDSCEECCExCZ14		Com-Indoor-LF+HIDSDGECCExCZ14

		Exterior/None - Education - Community College - 15		Education - Community College		15		Exterior/None		Com-Indoor-LF+HID		Ex		ECC		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.487		2420		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ15		Com-Indoor-LF+HIDSCEECCExCZ15		Com-Indoor-LF+HIDSDGECCExCZ15

		Exterior/None - Education - Community College - 16		Education - Community College		16		Exterior/None		Com-Indoor-LF+HID		Ex		ECC		CZ16		Wtd		PGE		1		1		0		0.487		2420		SCE		1		1		0		0.487		2420		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEECCExCZ16		Com-Indoor-LF+HIDSCEECCExCZ16		Com-Indoor-LF+HIDSDGECCExCZ16

		Exterior/None - Education - Community College - 17		Education - Community College		17		Exterior/None		Com-Indoor-LF+HID		Ex		ECC		IOU		Wtd		PGE		1		1		0		0.455		2420		SCE		1		1		0		0.601		2420		SDG		1		1		0		0.728		2420						Com-Indoor-LF+HIDPGEECCExIOU		Com-Indoor-LF+HIDSCEECCExIOU		Com-Indoor-LF+HIDSDGECCExIOU

		Exterior/None - Education - Primary School - 01		Education - Primary School		01		Exterior/None		Com-Indoor-LF+HID		Ex		EPr		CZ01		Wtd		PGE		1		1		0		0.617		2140		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ01		Com-Indoor-LF+HIDSCEEPrExCZ01		Com-Indoor-LF+HIDSDGEPrExCZ01

		Exterior/None - Education - Primary School - 02		Education - Primary School		02		Exterior/None		Com-Indoor-LF+HID		Ex		EPr		CZ02		Wtd		PGE		1		1		0		0.02		2140		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ02		Com-Indoor-LF+HIDSCEEPrExCZ02		Com-Indoor-LF+HIDSDGEPrExCZ02

		Exterior/None - Education - Primary School - 03		Education - Primary School		03		Exterior/None		Com-Indoor-LF+HID		Ex		EPr		CZ03		Wtd		PGE		1		1		0		0.02		2140		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ03		Com-Indoor-LF+HIDSCEEPrExCZ03		Com-Indoor-LF+HIDSDGEPrExCZ03

		Exterior/None - Education - Primary School - 04		Education - Primary School		04		Exterior/None		Com-Indoor-LF+HID		Ex		EPr		CZ04		Wtd		PGE		1		1		0		0.02		2140		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ04		Com-Indoor-LF+HIDSCEEPrExCZ04		Com-Indoor-LF+HIDSDGEPrExCZ04

		Exterior/None - Education - Primary School - 05		Education - Primary School		05		Exterior/None		Com-Indoor-LF+HID		Ex		EPr		CZ05		Wtd		PGE		1		1		0		0.617		2140		SCE		1		1		0		0.617		2140		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ05		Com-Indoor-LF+HIDSCEEPrExCZ05		Com-Indoor-LF+HIDSDGEPrExCZ05

		Exterior/None - Education - Primary School - 06		Education - Primary School		06		Exterior/None		Com-Indoor-LF+HID		Ex		EPr		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2140		SDG		1		1		0		0.02		2140						Com-Indoor-LF+HIDPGEEPrExCZ06		Com-Indoor-LF+HIDSCEEPrExCZ06		Com-Indoor-LF+HIDSDGEPrExCZ06

		Exterior/None - Education - Primary School - 07		Education - Primary School		07		Exterior/None		Com-Indoor-LF+HID		Ex		EPr		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.617		2140						Com-Indoor-LF+HIDPGEEPrExCZ07		Com-Indoor-LF+HIDSCEEPrExCZ07		Com-Indoor-LF+HIDSDGEPrExCZ07

		Exterior/None - Education - Primary School - 08		Education - Primary School		08		Exterior/None		Com-Indoor-LF+HID		Ex		EPr		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.617		2140		SDG		1		1		0		0.617		2140						Com-Indoor-LF+HIDPGEEPrExCZ08		Com-Indoor-LF+HIDSCEEPrExCZ08		Com-Indoor-LF+HIDSDGEPrExCZ08

		Exterior/None - Education - Primary School - 09		Education - Primary School		09		Exterior/None		Com-Indoor-LF+HID		Ex		EPr		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2140		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ09		Com-Indoor-LF+HIDSCEEPrExCZ09		Com-Indoor-LF+HIDSDGEPrExCZ09

		Exterior/None - Education - Primary School - 10		Education - Primary School		10		Exterior/None		Com-Indoor-LF+HID		Ex		EPr		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2140		SDG		1		1		0		0.02		2140						Com-Indoor-LF+HIDPGEEPrExCZ10		Com-Indoor-LF+HIDSCEEPrExCZ10		Com-Indoor-LF+HIDSDGEPrExCZ10

		Exterior/None - Education - Primary School - 11		Education - Primary School		11		Exterior/None		Com-Indoor-LF+HID		Ex		EPr		CZ11		Wtd		PGE		1		1		0		0.02		2140		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ11		Com-Indoor-LF+HIDSCEEPrExCZ11		Com-Indoor-LF+HIDSDGEPrExCZ11

		Exterior/None - Education - Primary School - 12		Education - Primary School		12		Exterior/None		Com-Indoor-LF+HID		Ex		EPr		CZ12		Wtd		PGE		1		1		0		0.02		2140		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ12		Com-Indoor-LF+HIDSCEEPrExCZ12		Com-Indoor-LF+HIDSDGEPrExCZ12

		Exterior/None - Education - Primary School - 13		Education - Primary School		13		Exterior/None		Com-Indoor-LF+HID		Ex		EPr		CZ13		Wtd		PGE		1		1		0		0.02		2140		SCE		1		1		0		0.02		2140		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ13		Com-Indoor-LF+HIDSCEEPrExCZ13		Com-Indoor-LF+HIDSDGEPrExCZ13

		Exterior/None - Education - Primary School - 14		Education - Primary School		14		Exterior/None		Com-Indoor-LF+HID		Ex		EPr		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2140		SDG		1		1		0		0.02		2140						Com-Indoor-LF+HIDPGEEPrExCZ14		Com-Indoor-LF+HIDSCEEPrExCZ14		Com-Indoor-LF+HIDSDGEPrExCZ14

		Exterior/None - Education - Primary School - 15		Education - Primary School		15		Exterior/None		Com-Indoor-LF+HID		Ex		EPr		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2140		SDG		1		1		0		0.02		2140						Com-Indoor-LF+HIDPGEEPrExCZ15		Com-Indoor-LF+HIDSCEEPrExCZ15		Com-Indoor-LF+HIDSDGEPrExCZ15

		Exterior/None - Education - Primary School - 16		Education - Primary School		16		Exterior/None		Com-Indoor-LF+HID		Ex		EPr		CZ16		Wtd		PGE		1		1		0		0.02		2140		SCE		1		1		0		0.02		2140		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEPrExCZ16		Com-Indoor-LF+HIDSCEEPrExCZ16		Com-Indoor-LF+HIDSDGEPrExCZ16

		Exterior/None - Education - Primary School - 17		Education - Primary School		17		Exterior/None		Com-Indoor-LF+HID		Ex		EPr		IOU		Wtd		PGE		1		1		0		0.038		2140		SCE		1		1		0		0.208		2140		SDG		1		1		0		0.387		2140						Com-Indoor-LF+HIDPGEEPrExIOU		Com-Indoor-LF+HIDSCEEPrExIOU		Com-Indoor-LF+HIDSDGEPrExIOU

		Exterior/None - Education - Relocatable Classroom - 01		Education - Relocatable Classroom		01		Exterior/None		Com-Indoor-LF+HID		Ex		ERC		CZ01		Wtd		PGE		1		1		0		0.702		2480		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ01		Com-Indoor-LF+HIDSCEERCExCZ01		Com-Indoor-LF+HIDSDGERCExCZ01

		Exterior/None - Education - Relocatable Classroom - 02		Education - Relocatable Classroom		02		Exterior/None		Com-Indoor-LF+HID		Ex		ERC		CZ02		Wtd		PGE		1		1		0		0.02		2480		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ02		Com-Indoor-LF+HIDSCEERCExCZ02		Com-Indoor-LF+HIDSDGERCExCZ02

		Exterior/None - Education - Relocatable Classroom - 03		Education - Relocatable Classroom		03		Exterior/None		Com-Indoor-LF+HID		Ex		ERC		CZ03		Wtd		PGE		1		1		0		0.02		2480		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ03		Com-Indoor-LF+HIDSCEERCExCZ03		Com-Indoor-LF+HIDSDGERCExCZ03

		Exterior/None - Education - Relocatable Classroom - 04		Education - Relocatable Classroom		04		Exterior/None		Com-Indoor-LF+HID		Ex		ERC		CZ04		Wtd		PGE		1		1		0		0.02		2480		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ04		Com-Indoor-LF+HIDSCEERCExCZ04		Com-Indoor-LF+HIDSDGERCExCZ04

		Exterior/None - Education - Relocatable Classroom - 05		Education - Relocatable Classroom		05		Exterior/None		Com-Indoor-LF+HID		Ex		ERC		CZ05		Wtd		PGE		1		1		0		0.702		2480		SCE		1		1		0		0.702		2480		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ05		Com-Indoor-LF+HIDSCEERCExCZ05		Com-Indoor-LF+HIDSDGERCExCZ05

		Exterior/None - Education - Relocatable Classroom - 06		Education - Relocatable Classroom		06		Exterior/None		Com-Indoor-LF+HID		Ex		ERC		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2480		SDG		1		1		0		0.02		2480						Com-Indoor-LF+HIDPGEERCExCZ06		Com-Indoor-LF+HIDSCEERCExCZ06		Com-Indoor-LF+HIDSDGERCExCZ06

		Exterior/None - Education - Relocatable Classroom - 07		Education - Relocatable Classroom		07		Exterior/None		Com-Indoor-LF+HID		Ex		ERC		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.702		2480						Com-Indoor-LF+HIDPGEERCExCZ07		Com-Indoor-LF+HIDSCEERCExCZ07		Com-Indoor-LF+HIDSDGERCExCZ07

		Exterior/None - Education - Relocatable Classroom - 08		Education - Relocatable Classroom		08		Exterior/None		Com-Indoor-LF+HID		Ex		ERC		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.702		2480		SDG		1		1		0		0.702		2480						Com-Indoor-LF+HIDPGEERCExCZ08		Com-Indoor-LF+HIDSCEERCExCZ08		Com-Indoor-LF+HIDSDGERCExCZ08

		Exterior/None - Education - Relocatable Classroom - 09		Education - Relocatable Classroom		09		Exterior/None		Com-Indoor-LF+HID		Ex		ERC		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2480		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ09		Com-Indoor-LF+HIDSCEERCExCZ09		Com-Indoor-LF+HIDSDGERCExCZ09

		Exterior/None - Education - Relocatable Classroom - 10		Education - Relocatable Classroom		10		Exterior/None		Com-Indoor-LF+HID		Ex		ERC		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2480		SDG		1		1		0		0.02		2480						Com-Indoor-LF+HIDPGEERCExCZ10		Com-Indoor-LF+HIDSCEERCExCZ10		Com-Indoor-LF+HIDSDGERCExCZ10

		Exterior/None - Education - Relocatable Classroom - 11		Education - Relocatable Classroom		11		Exterior/None		Com-Indoor-LF+HID		Ex		ERC		CZ11		Wtd		PGE		1		1		0		0.02		2480		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ11		Com-Indoor-LF+HIDSCEERCExCZ11		Com-Indoor-LF+HIDSDGERCExCZ11

		Exterior/None - Education - Relocatable Classroom - 12		Education - Relocatable Classroom		12		Exterior/None		Com-Indoor-LF+HID		Ex		ERC		CZ12		Wtd		PGE		1		1		0		0.02		2480		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ12		Com-Indoor-LF+HIDSCEERCExCZ12		Com-Indoor-LF+HIDSDGERCExCZ12

		Exterior/None - Education - Relocatable Classroom - 13		Education - Relocatable Classroom		13		Exterior/None		Com-Indoor-LF+HID		Ex		ERC		CZ13		Wtd		PGE		1		1		0		0.02		2480		SCE		1		1		0		0.02		2480		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ13		Com-Indoor-LF+HIDSCEERCExCZ13		Com-Indoor-LF+HIDSDGERCExCZ13

		Exterior/None - Education - Relocatable Classroom - 14		Education - Relocatable Classroom		14		Exterior/None		Com-Indoor-LF+HID		Ex		ERC		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2480		SDG		1		1		0		0.02		2480						Com-Indoor-LF+HIDPGEERCExCZ14		Com-Indoor-LF+HIDSCEERCExCZ14		Com-Indoor-LF+HIDSDGERCExCZ14

		Exterior/None - Education - Relocatable Classroom - 15		Education - Relocatable Classroom		15		Exterior/None		Com-Indoor-LF+HID		Ex		ERC		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2480		SDG		1		1		0		0.02		2480						Com-Indoor-LF+HIDPGEERCExCZ15		Com-Indoor-LF+HIDSCEERCExCZ15		Com-Indoor-LF+HIDSDGERCExCZ15

		Exterior/None - Education - Relocatable Classroom - 16		Education - Relocatable Classroom		16		Exterior/None		Com-Indoor-LF+HID		Ex		ERC		CZ16		Wtd		PGE		1		1		0		0.02		2480		SCE		1		1		0		0.02		2480		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEERCExCZ16		Com-Indoor-LF+HIDSCEERCExCZ16		Com-Indoor-LF+HIDSDGERCExCZ16

		Exterior/None - Education - Relocatable Classroom - 17		Education - Relocatable Classroom		17		Exterior/None		Com-Indoor-LF+HID		Ex		ERC		IOU		Wtd		PGE		1		1		0		0.0406		2480		SCE		1		1		0		0.235		2480		SDG		1		1		0		0.439		2480						Com-Indoor-LF+HIDPGEERCExIOU		Com-Indoor-LF+HIDSCEERCExIOU		Com-Indoor-LF+HIDSDGERCExIOU

		Exterior/None - Education - Secondary School - 01		Education - Secondary School		01		Exterior/None		Com-Indoor-LF+HID		Ex		ESe		CZ01		Wtd		PGE		1		1		0		0.709		2280		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ01		Com-Indoor-LF+HIDSCEESeExCZ01		Com-Indoor-LF+HIDSDGESeExCZ01

		Exterior/None - Education - Secondary School - 02		Education - Secondary School		02		Exterior/None		Com-Indoor-LF+HID		Ex		ESe		CZ02		Wtd		PGE		1		1		0		0.02		2280		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ02		Com-Indoor-LF+HIDSCEESeExCZ02		Com-Indoor-LF+HIDSDGESeExCZ02

		Exterior/None - Education - Secondary School - 03		Education - Secondary School		03		Exterior/None		Com-Indoor-LF+HID		Ex		ESe		CZ03		Wtd		PGE		1		1		0		0.02		2280		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ03		Com-Indoor-LF+HIDSCEESeExCZ03		Com-Indoor-LF+HIDSDGESeExCZ03

		Exterior/None - Education - Secondary School - 04		Education - Secondary School		04		Exterior/None		Com-Indoor-LF+HID		Ex		ESe		CZ04		Wtd		PGE		1		1		0		0.02		2280		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ04		Com-Indoor-LF+HIDSCEESeExCZ04		Com-Indoor-LF+HIDSDGESeExCZ04

		Exterior/None - Education - Secondary School - 05		Education - Secondary School		05		Exterior/None		Com-Indoor-LF+HID		Ex		ESe		CZ05		Wtd		PGE		1		1		0		0.709		2280		SCE		1		1		0		0.709		2280		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ05		Com-Indoor-LF+HIDSCEESeExCZ05		Com-Indoor-LF+HIDSDGESeExCZ05

		Exterior/None - Education - Secondary School - 06		Education - Secondary School		06		Exterior/None		Com-Indoor-LF+HID		Ex		ESe		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2280		SDG		1		1		0		0.02		2280						Com-Indoor-LF+HIDPGEESeExCZ06		Com-Indoor-LF+HIDSCEESeExCZ06		Com-Indoor-LF+HIDSDGESeExCZ06

		Exterior/None - Education - Secondary School - 07		Education - Secondary School		07		Exterior/None		Com-Indoor-LF+HID		Ex		ESe		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.709		2280						Com-Indoor-LF+HIDPGEESeExCZ07		Com-Indoor-LF+HIDSCEESeExCZ07		Com-Indoor-LF+HIDSDGESeExCZ07

		Exterior/None - Education - Secondary School - 08		Education - Secondary School		08		Exterior/None		Com-Indoor-LF+HID		Ex		ESe		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.709		2280		SDG		1		1		0		0.709		2280						Com-Indoor-LF+HIDPGEESeExCZ08		Com-Indoor-LF+HIDSCEESeExCZ08		Com-Indoor-LF+HIDSDGESeExCZ08

		Exterior/None - Education - Secondary School - 09		Education - Secondary School		09		Exterior/None		Com-Indoor-LF+HID		Ex		ESe		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2280		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ09		Com-Indoor-LF+HIDSCEESeExCZ09		Com-Indoor-LF+HIDSDGESeExCZ09

		Exterior/None - Education - Secondary School - 10		Education - Secondary School		10		Exterior/None		Com-Indoor-LF+HID		Ex		ESe		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2280		SDG		1		1		0		0.02		2280						Com-Indoor-LF+HIDPGEESeExCZ10		Com-Indoor-LF+HIDSCEESeExCZ10		Com-Indoor-LF+HIDSDGESeExCZ10

		Exterior/None - Education - Secondary School - 11		Education - Secondary School		11		Exterior/None		Com-Indoor-LF+HID		Ex		ESe		CZ11		Wtd		PGE		1		1		0		0.02		2280		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ11		Com-Indoor-LF+HIDSCEESeExCZ11		Com-Indoor-LF+HIDSDGESeExCZ11

		Exterior/None - Education - Secondary School - 12		Education - Secondary School		12		Exterior/None		Com-Indoor-LF+HID		Ex		ESe		CZ12		Wtd		PGE		1		1		0		0.02		2280		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ12		Com-Indoor-LF+HIDSCEESeExCZ12		Com-Indoor-LF+HIDSDGESeExCZ12

		Exterior/None - Education - Secondary School - 13		Education - Secondary School		13		Exterior/None		Com-Indoor-LF+HID		Ex		ESe		CZ13		Wtd		PGE		1		1		0		0.02		2280		SCE		1		1		0		0.02		2280		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ13		Com-Indoor-LF+HIDSCEESeExCZ13		Com-Indoor-LF+HIDSDGESeExCZ13

		Exterior/None - Education - Secondary School - 14		Education - Secondary School		14		Exterior/None		Com-Indoor-LF+HID		Ex		ESe		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2280		SDG		1		1		0		0.02		2280						Com-Indoor-LF+HIDPGEESeExCZ14		Com-Indoor-LF+HIDSCEESeExCZ14		Com-Indoor-LF+HIDSDGESeExCZ14

		Exterior/None - Education - Secondary School - 15		Education - Secondary School		15		Exterior/None		Com-Indoor-LF+HID		Ex		ESe		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.02		2280		SDG		1		1		0		0.02		2280						Com-Indoor-LF+HIDPGEESeExCZ15		Com-Indoor-LF+HIDSCEESeExCZ15		Com-Indoor-LF+HIDSDGESeExCZ15

		Exterior/None - Education - Secondary School - 16		Education - Secondary School		16		Exterior/None		Com-Indoor-LF+HID		Ex		ESe		CZ16		Wtd		PGE		1		1		0		0.02		2280		SCE		1		1		0		0.02		2280		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEESeExCZ16		Com-Indoor-LF+HIDSCEESeExCZ16		Com-Indoor-LF+HIDSDGESeExCZ16

		Exterior/None - Education - Secondary School - 17		Education - Secondary School		17		Exterior/None		Com-Indoor-LF+HID		Ex		ESe		IOU		Wtd		PGE		1		1		0		0.0408		2280		SCE		1		1		0		0.237		2280		SDG		1		1		0		0.443		2280						Com-Indoor-LF+HIDPGEESeExIOU		Com-Indoor-LF+HIDSCEESeExIOU		Com-Indoor-LF+HIDSDGESeExIOU

		Exterior/None - Education - University - 01		Education - University		01		Exterior/None		Com-Indoor-LF+HID		Ex		EUn		CZ01		Wtd		PGE		1		1		0		0.72		2350		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ01		Com-Indoor-LF+HIDSCEEUnExCZ01		Com-Indoor-LF+HIDSDGEUnExCZ01

		Exterior/None - Education - University - 02		Education - University		02		Exterior/None		Com-Indoor-LF+HID		Ex		EUn		CZ02		Wtd		PGE		1		1		0		0.439		2350		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ02		Com-Indoor-LF+HIDSCEEUnExCZ02		Com-Indoor-LF+HIDSDGEUnExCZ02

		Exterior/None - Education - University - 03		Education - University		03		Exterior/None		Com-Indoor-LF+HID		Ex		EUn		CZ03		Wtd		PGE		1		1		0		0.439		2350		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ03		Com-Indoor-LF+HIDSCEEUnExCZ03		Com-Indoor-LF+HIDSDGEUnExCZ03

		Exterior/None - Education - University - 04		Education - University		04		Exterior/None		Com-Indoor-LF+HID		Ex		EUn		CZ04		Wtd		PGE		1		1		0		0.439		2350		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ04		Com-Indoor-LF+HIDSCEEUnExCZ04		Com-Indoor-LF+HIDSDGEUnExCZ04

		Exterior/None - Education - University - 05		Education - University		05		Exterior/None		Com-Indoor-LF+HID		Ex		EUn		CZ05		Wtd		PGE		1		1		0		0.72		2350		SCE		1		1		0		0.72		2350		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ05		Com-Indoor-LF+HIDSCEEUnExCZ05		Com-Indoor-LF+HIDSDGEUnExCZ05

		Exterior/None - Education - University - 06		Education - University		06		Exterior/None		Com-Indoor-LF+HID		Ex		EUn		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.439		2350		SDG		1		1		0		0.439		2350						Com-Indoor-LF+HIDPGEEUnExCZ06		Com-Indoor-LF+HIDSCEEUnExCZ06		Com-Indoor-LF+HIDSDGEUnExCZ06

		Exterior/None - Education - University - 07		Education - University		07		Exterior/None		Com-Indoor-LF+HID		Ex		EUn		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.72		2350						Com-Indoor-LF+HIDPGEEUnExCZ07		Com-Indoor-LF+HIDSCEEUnExCZ07		Com-Indoor-LF+HIDSDGEUnExCZ07

		Exterior/None - Education - University - 08		Education - University		08		Exterior/None		Com-Indoor-LF+HID		Ex		EUn		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.72		2350		SDG		1		1		0		0.72		2350						Com-Indoor-LF+HIDPGEEUnExCZ08		Com-Indoor-LF+HIDSCEEUnExCZ08		Com-Indoor-LF+HIDSDGEUnExCZ08

		Exterior/None - Education - University - 09		Education - University		09		Exterior/None		Com-Indoor-LF+HID		Ex		EUn		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.439		2350		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ09		Com-Indoor-LF+HIDSCEEUnExCZ09		Com-Indoor-LF+HIDSDGEUnExCZ09

		Exterior/None - Education - University - 10		Education - University		10		Exterior/None		Com-Indoor-LF+HID		Ex		EUn		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.439		2350		SDG		1		1		0		0.439		2350						Com-Indoor-LF+HIDPGEEUnExCZ10		Com-Indoor-LF+HIDSCEEUnExCZ10		Com-Indoor-LF+HIDSDGEUnExCZ10

		Exterior/None - Education - University - 11		Education - University		11		Exterior/None		Com-Indoor-LF+HID		Ex		EUn		CZ11		Wtd		PGE		1		1		0		0.439		2350		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ11		Com-Indoor-LF+HIDSCEEUnExCZ11		Com-Indoor-LF+HIDSDGEUnExCZ11

		Exterior/None - Education - University - 12		Education - University		12		Exterior/None		Com-Indoor-LF+HID		Ex		EUn		CZ12		Wtd		PGE		1		1		0		0.439		2350		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ12		Com-Indoor-LF+HIDSCEEUnExCZ12		Com-Indoor-LF+HIDSDGEUnExCZ12

		Exterior/None - Education - University - 13		Education - University		13		Exterior/None		Com-Indoor-LF+HID		Ex		EUn		CZ13		Wtd		PGE		1		1		0		0.034		2350		SCE		1		1		0		0.034		2350		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ13		Com-Indoor-LF+HIDSCEEUnExCZ13		Com-Indoor-LF+HIDSDGEUnExCZ13

		Exterior/None - Education - University - 14		Education - University		14		Exterior/None		Com-Indoor-LF+HID		Ex		EUn		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.439		2350		SDG		1		1		0		0.439		2350						Com-Indoor-LF+HIDPGEEUnExCZ14		Com-Indoor-LF+HIDSCEEUnExCZ14		Com-Indoor-LF+HIDSDGEUnExCZ14

		Exterior/None - Education - University - 15		Education - University		15		Exterior/None		Com-Indoor-LF+HID		Ex		EUn		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.439		2350		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ15		Com-Indoor-LF+HIDSCEEUnExCZ15		Com-Indoor-LF+HIDSDGEUnExCZ15

		Exterior/None - Education - University - 16		Education - University		16		Exterior/None		Com-Indoor-LF+HID		Ex		EUn		CZ16		Wtd		PGE		1		1		0		0.439		2350		SCE		1		1		0		0.439		2350		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEEUnExCZ16		Com-Indoor-LF+HIDSCEEUnExCZ16		Com-Indoor-LF+HIDSDGEUnExCZ16

		Exterior/None - Education - University - 17		Education - University		17		Exterior/None		Com-Indoor-LF+HID		Ex		EUn		IOU		Wtd		PGE		1		1		0		0.411		2350		SCE		1		1		0		0.54		2350		SDG		1		1		0		0.651		2350						Com-Indoor-LF+HIDPGEEUnExIOU		Com-Indoor-LF+HIDSCEEUnExIOU		Com-Indoor-LF+HIDSDGEUnExIOU

		Exterior/None - Food Store - 01		Food Store		01		Exterior/None		Com-Indoor-LF+HID		Ex		Fst		CZ01		Wtd		PGE		1		1		0		0.7825		4145		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ01		Com-Indoor-LF+HIDSCEFstExCZ01		Com-Indoor-LF+HIDSDGFstExCZ01

		Exterior/None - Food Store - 02		Food Store		02		Exterior/None		Com-Indoor-LF+HID		Ex		Fst		CZ02		Wtd		PGE		1		1		0		0.7825		4145		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ02		Com-Indoor-LF+HIDSCEFstExCZ02		Com-Indoor-LF+HIDSDGFstExCZ02

		Exterior/None - Food Store - 03		Food Store		03		Exterior/None		Com-Indoor-LF+HID		Ex		Fst		CZ03		Wtd		PGE		1		1		0		0.7825		4145		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ03		Com-Indoor-LF+HIDSCEFstExCZ03		Com-Indoor-LF+HIDSDGFstExCZ03

		Exterior/None - Food Store - 04		Food Store		04		Exterior/None		Com-Indoor-LF+HID		Ex		Fst		CZ04		Wtd		PGE		1		1		0		0.7825		4145		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ04		Com-Indoor-LF+HIDSCEFstExCZ04		Com-Indoor-LF+HIDSDGFstExCZ04

		Exterior/None - Food Store - 05		Food Store		05		Exterior/None		Com-Indoor-LF+HID		Ex		Fst		CZ05		Wtd		PGE		1		1		0		0.7825		4145		SCE		1		1		0		0.7825		4145		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ05		Com-Indoor-LF+HIDSCEFstExCZ05		Com-Indoor-LF+HIDSDGFstExCZ05

		Exterior/None - Food Store - 06		Food Store		06		Exterior/None		Com-Indoor-LF+HID		Ex		Fst		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7825		4145		SDG		1		1		0		0.7825		4145						Com-Indoor-LF+HIDPGEFstExCZ06		Com-Indoor-LF+HIDSCEFstExCZ06		Com-Indoor-LF+HIDSDGFstExCZ06

		Exterior/None - Food Store - 07		Food Store		07		Exterior/None		Com-Indoor-LF+HID		Ex		Fst		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.7825		4145						Com-Indoor-LF+HIDPGEFstExCZ07		Com-Indoor-LF+HIDSCEFstExCZ07		Com-Indoor-LF+HIDSDGFstExCZ07

		Exterior/None - Food Store - 08		Food Store		08		Exterior/None		Com-Indoor-LF+HID		Ex		Fst		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7825		4145		SDG		1		1		0		0.7825		4145						Com-Indoor-LF+HIDPGEFstExCZ08		Com-Indoor-LF+HIDSCEFstExCZ08		Com-Indoor-LF+HIDSDGFstExCZ08

		Exterior/None - Food Store - 09		Food Store		09		Exterior/None		Com-Indoor-LF+HID		Ex		Fst		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7825		4145		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ09		Com-Indoor-LF+HIDSCEFstExCZ09		Com-Indoor-LF+HIDSDGFstExCZ09

		Exterior/None - Food Store - 10		Food Store		10		Exterior/None		Com-Indoor-LF+HID		Ex		Fst		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7825		4145		SDG		1		1		0		0.7825		4145						Com-Indoor-LF+HIDPGEFstExCZ10		Com-Indoor-LF+HIDSCEFstExCZ10		Com-Indoor-LF+HIDSDGFstExCZ10

		Exterior/None - Food Store - 11		Food Store		11		Exterior/None		Com-Indoor-LF+HID		Ex		Fst		CZ11		Wtd		PGE		1		1		0		0.7825		4145		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ11		Com-Indoor-LF+HIDSCEFstExCZ11		Com-Indoor-LF+HIDSDGFstExCZ11

		Exterior/None - Food Store - 12		Food Store		12		Exterior/None		Com-Indoor-LF+HID		Ex		Fst		CZ12		Wtd		PGE		1		1		0		0.7825		4145		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ12		Com-Indoor-LF+HIDSCEFstExCZ12		Com-Indoor-LF+HIDSDGFstExCZ12

		Exterior/None - Food Store - 13		Food Store		13		Exterior/None		Com-Indoor-LF+HID		Ex		Fst		CZ13		Wtd		PGE		1		1		0		0.7825		4145		SCE		1		1		0		0.7825		4145		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ13		Com-Indoor-LF+HIDSCEFstExCZ13		Com-Indoor-LF+HIDSDGFstExCZ13

		Exterior/None - Food Store - 14		Food Store		14		Exterior/None		Com-Indoor-LF+HID		Ex		Fst		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7825		4145		SDG		1		1		0		0.7825		4145						Com-Indoor-LF+HIDPGEFstExCZ14		Com-Indoor-LF+HIDSCEFstExCZ14		Com-Indoor-LF+HIDSDGFstExCZ14

		Exterior/None - Food Store - 15		Food Store		15		Exterior/None		Com-Indoor-LF+HID		Ex		Fst		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7825		4145		SDG		1		1		0		0.7825		4145						Com-Indoor-LF+HIDPGEFstExCZ15		Com-Indoor-LF+HIDSCEFstExCZ15		Com-Indoor-LF+HIDSDGFstExCZ15

		Exterior/None - Food Store - 16		Food Store		16		Exterior/None		Com-Indoor-LF+HID		Ex		Fst		CZ16		Wtd		PGE		1		1		0		0.7825		4145		SCE		1		1		0		0.7825		4145		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEFstExCZ16		Com-Indoor-LF+HIDSCEFstExCZ16		Com-Indoor-LF+HIDSDGFstExCZ16

		Exterior/None - Food Store - 17		Food Store		17		Exterior/None		Com-Indoor-LF+HID		Ex		Fst		IOU		Wtd		PGE		1		1		0		0.7825		4145		SCE		1		1		0		0.7825		4145		SDG		1		1		0		0.7825		4145						Com-Indoor-LF+HIDPGEFstExIOU		Com-Indoor-LF+HIDSCEFstExIOU		Com-Indoor-LF+HIDSDGFstExIOU

		Exterior/None - Grocery - 01		Grocery		01		Exterior/None		Com-Indoor-LF+HID		Ex		Gro		CZ01		Wtd		PGE		1		1		0		0.69		4910		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ01		Com-Indoor-LF+HIDSCEGroExCZ01		Com-Indoor-LF+HIDSDGGroExCZ01

		Exterior/None - Grocery - 02		Grocery		02		Exterior/None		Com-Indoor-LF+HID		Ex		Gro		CZ02		Wtd		PGE		1		1		0		0.69		4910		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ02		Com-Indoor-LF+HIDSCEGroExCZ02		Com-Indoor-LF+HIDSDGGroExCZ02

		Exterior/None - Grocery - 03		Grocery		03		Exterior/None		Com-Indoor-LF+HID		Ex		Gro		CZ03		Wtd		PGE		1		1		0		0.69		4910		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ03		Com-Indoor-LF+HIDSCEGroExCZ03		Com-Indoor-LF+HIDSDGGroExCZ03

		Exterior/None - Grocery - 04		Grocery		04		Exterior/None		Com-Indoor-LF+HID		Ex		Gro		CZ04		Wtd		PGE		1		1		0		0.69		4910		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ04		Com-Indoor-LF+HIDSCEGroExCZ04		Com-Indoor-LF+HIDSDGGroExCZ04

		Exterior/None - Grocery - 05		Grocery		05		Exterior/None		Com-Indoor-LF+HID		Ex		Gro		CZ05		Wtd		PGE		1		1		0		0.69		4910		SCE		1		1		0		0.69		4910		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ05		Com-Indoor-LF+HIDSCEGroExCZ05		Com-Indoor-LF+HIDSDGGroExCZ05

		Exterior/None - Grocery - 06		Grocery		06		Exterior/None		Com-Indoor-LF+HID		Ex		Gro		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.69		4910		SDG		1		1		0		0.69		4910						Com-Indoor-LF+HIDPGEGroExCZ06		Com-Indoor-LF+HIDSCEGroExCZ06		Com-Indoor-LF+HIDSDGGroExCZ06

		Exterior/None - Grocery - 07		Grocery		07		Exterior/None		Com-Indoor-LF+HID		Ex		Gro		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.69		4910						Com-Indoor-LF+HIDPGEGroExCZ07		Com-Indoor-LF+HIDSCEGroExCZ07		Com-Indoor-LF+HIDSDGGroExCZ07

		Exterior/None - Grocery - 08		Grocery		08		Exterior/None		Com-Indoor-LF+HID		Ex		Gro		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.69		4910		SDG		1		1		0		0.69		4910						Com-Indoor-LF+HIDPGEGroExCZ08		Com-Indoor-LF+HIDSCEGroExCZ08		Com-Indoor-LF+HIDSDGGroExCZ08

		Exterior/None - Grocery - 09		Grocery		09		Exterior/None		Com-Indoor-LF+HID		Ex		Gro		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.69		4910		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ09		Com-Indoor-LF+HIDSCEGroExCZ09		Com-Indoor-LF+HIDSDGGroExCZ09

		Exterior/None - Grocery - 10		Grocery		10		Exterior/None		Com-Indoor-LF+HID		Ex		Gro		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.69		4910		SDG		1		1		0		0.69		4910						Com-Indoor-LF+HIDPGEGroExCZ10		Com-Indoor-LF+HIDSCEGroExCZ10		Com-Indoor-LF+HIDSDGGroExCZ10

		Exterior/None - Grocery - 11		Grocery		11		Exterior/None		Com-Indoor-LF+HID		Ex		Gro		CZ11		Wtd		PGE		1		1		0		0.69		4910		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ11		Com-Indoor-LF+HIDSCEGroExCZ11		Com-Indoor-LF+HIDSDGGroExCZ11

		Exterior/None - Grocery - 12		Grocery		12		Exterior/None		Com-Indoor-LF+HID		Ex		Gro		CZ12		Wtd		PGE		1		1		0		0.69		4910		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ12		Com-Indoor-LF+HIDSCEGroExCZ12		Com-Indoor-LF+HIDSDGGroExCZ12

		Exterior/None - Grocery - 13		Grocery		13		Exterior/None		Com-Indoor-LF+HID		Ex		Gro		CZ13		Wtd		PGE		1		1		0		0.69		4910		SCE		1		1		0		0.69		4910		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ13		Com-Indoor-LF+HIDSCEGroExCZ13		Com-Indoor-LF+HIDSDGGroExCZ13

		Exterior/None - Grocery - 14		Grocery		14		Exterior/None		Com-Indoor-LF+HID		Ex		Gro		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.69		4910		SDG		1		1		0		0.69		4910						Com-Indoor-LF+HIDPGEGroExCZ14		Com-Indoor-LF+HIDSCEGroExCZ14		Com-Indoor-LF+HIDSDGGroExCZ14

		Exterior/None - Grocery - 15		Grocery		15		Exterior/None		Com-Indoor-LF+HID		Ex		Gro		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.69		4910		SDG		1		1		0		0.69		4910						Com-Indoor-LF+HIDPGEGroExCZ15		Com-Indoor-LF+HIDSCEGroExCZ15		Com-Indoor-LF+HIDSDGGroExCZ15

		Exterior/None - Grocery - 16		Grocery		16		Exterior/None		Com-Indoor-LF+HID		Ex		Gro		CZ16		Wtd		PGE		1		1		0		0.69		4910		SCE		1		1		0		0.69		4910		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGroExCZ16		Com-Indoor-LF+HIDSCEGroExCZ16		Com-Indoor-LF+HIDSDGGroExCZ16

		Exterior/None - Grocery - 17		Grocery		17		Exterior/None		Com-Indoor-LF+HID		Ex		Gro		IOU		Wtd		PGE		1		1		0		0.69		4910		SCE		1		1		0		0.69		4910		SDG		1		1		0		0.69		4910						Com-Indoor-LF+HIDPGEGroExIOU		Com-Indoor-LF+HIDSCEGroExIOU		Com-Indoor-LF+HIDSDGGroExIOU

		Exterior/None - Health/Medical - Clinic - 01		Health/Medical - Clinic		01		Exterior/None		Com-Indoor-LF+HID		Ex		Cli		CZ01		Wtd		PGE		1		1		0		0.685		3375		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGECliExCZ01		Com-Indoor-LF+HIDSCECliExCZ01		Com-Indoor-LF+HIDSDGCliExCZ01

		Exterior/None - Health/Medical - Clinic - 02		Health/Medical - Clinic		02		Exterior/None		Com-Indoor-LF+HID		Ex		Cli		CZ02		Wtd		PGE		1		1		0		0.685		3375		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGECliExCZ02		Com-Indoor-LF+HIDSCECliExCZ02		Com-Indoor-LF+HIDSDGCliExCZ02

		Exterior/None - Health/Medical - Clinic - 03		Health/Medical - Clinic		03		Exterior/None		Com-Indoor-LF+HID		Ex		Cli		CZ03		Wtd		PGE		1		1		0		0.685		3375		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGECliExCZ03		Com-Indoor-LF+HIDSCECliExCZ03		Com-Indoor-LF+HIDSDGCliExCZ03

		Exterior/None - Health/Medical - Clinic - 04		Health/Medical - Clinic		04		Exterior/None		Com-Indoor-LF+HID		Ex		Cli		CZ04		Wtd		PGE		1		1		0		0.685		3375		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGECliExCZ04		Com-Indoor-LF+HIDSCECliExCZ04		Com-Indoor-LF+HIDSDGCliExCZ04

		Exterior/None - Health/Medical - Clinic - 05		Health/Medical - Clinic		05		Exterior/None		Com-Indoor-LF+HID		Ex		Cli		CZ05		Wtd		PGE		1		1		0		0.685		3375		SCE		1		1		0		0.685		3375		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGECliExCZ05		Com-Indoor-LF+HIDSCECliExCZ05		Com-Indoor-LF+HIDSDGCliExCZ05

		Exterior/None - Health/Medical - Clinic - 06		Health/Medical - Clinic		06		Exterior/None		Com-Indoor-LF+HID		Ex		Cli		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.685		3375		SDG		1		1		0		0.685		3375						Com-Indoor-LF+HIDPGECliExCZ06		Com-Indoor-LF+HIDSCECliExCZ06		Com-Indoor-LF+HIDSDGCliExCZ06

		Exterior/None - Health/Medical - Clinic - 07		Health/Medical - Clinic		07		Exterior/None		Com-Indoor-LF+HID		Ex		Cli		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.685		3375						Com-Indoor-LF+HIDPGECliExCZ07		Com-Indoor-LF+HIDSCECliExCZ07		Com-Indoor-LF+HIDSDGCliExCZ07

		Exterior/None - Health/Medical - Clinic - 08		Health/Medical - Clinic		08		Exterior/None		Com-Indoor-LF+HID		Ex		Cli		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.685		3375		SDG		1		1		0		0.685		3375						Com-Indoor-LF+HIDPGECliExCZ08		Com-Indoor-LF+HIDSCECliExCZ08		Com-Indoor-LF+HIDSDGCliExCZ08

		Exterior/None - Health/Medical - Clinic - 09		Health/Medical - Clinic		09		Exterior/None		Com-Indoor-LF+HID		Ex		Cli		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.685		3375		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGECliExCZ09		Com-Indoor-LF+HIDSCECliExCZ09		Com-Indoor-LF+HIDSDGCliExCZ09

		Exterior/None - Health/Medical - Clinic - 10		Health/Medical - Clinic		10		Exterior/None		Com-Indoor-LF+HID		Ex		Cli		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.685		3375		SDG		1		1		0		0.685		3375						Com-Indoor-LF+HIDPGECliExCZ10		Com-Indoor-LF+HIDSCECliExCZ10		Com-Indoor-LF+HIDSDGCliExCZ10

		Exterior/None - Health/Medical - Clinic - 11		Health/Medical - Clinic		11		Exterior/None		Com-Indoor-LF+HID		Ex		Cli		CZ11		Wtd		PGE		1		1		0		0.685		3375		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGECliExCZ11		Com-Indoor-LF+HIDSCECliExCZ11		Com-Indoor-LF+HIDSDGCliExCZ11

		Exterior/None - Health/Medical - Clinic - 12		Health/Medical - Clinic		12		Exterior/None		Com-Indoor-LF+HID		Ex		Cli		CZ12		Wtd		PGE		1		1		0		0.685		3375		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGECliExCZ12		Com-Indoor-LF+HIDSCECliExCZ12		Com-Indoor-LF+HIDSDGCliExCZ12

		Exterior/None - Health/Medical - Clinic - 13		Health/Medical - Clinic		13		Exterior/None		Com-Indoor-LF+HID		Ex		Cli		CZ13		Wtd		PGE		1		1		0		0.685		3375		SCE		1		1		0		0.685		3375		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGECliExCZ13		Com-Indoor-LF+HIDSCECliExCZ13		Com-Indoor-LF+HIDSDGCliExCZ13

		Exterior/None - Health/Medical - Clinic - 14		Health/Medical - Clinic		14		Exterior/None		Com-Indoor-LF+HID		Ex		Cli		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.685		3375		SDG		1		1		0		0.685		3375						Com-Indoor-LF+HIDPGECliExCZ14		Com-Indoor-LF+HIDSCECliExCZ14		Com-Indoor-LF+HIDSDGCliExCZ14

		Exterior/None - Health/Medical - Clinic - 15		Health/Medical - Clinic		15		Exterior/None		Com-Indoor-LF+HID		Ex		Cli		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.685		3375		SDG		1		1		0		0.3465		1295						Com-Indoor-LF+HIDPGECliExCZ15		Com-Indoor-LF+HIDSCECliExCZ15		Com-Indoor-LF+HIDSDGCliExCZ15

		Exterior/None - Health/Medical - Clinic - 16		Health/Medical - Clinic		16		Exterior/None		Com-Indoor-LF+HID		Ex		Cli		CZ16		Wtd		PGE		1		1		0		0.685		3375		SCE		1		1		0		0.685		3375		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGECliExCZ16		Com-Indoor-LF+HIDSCECliExCZ16		Com-Indoor-LF+HIDSDGCliExCZ16

		Exterior/None - Health/Medical - Clinic - 17		Health/Medical - Clinic		17		Exterior/None		Com-Indoor-LF+HID		Ex		Cli		IOU		Wtd		PGE		1		1		0		0.685		3375		SCE		1		1		0		0.685		3375		SDG		1		1		0		0.685		3375						Com-Indoor-LF+HIDPGECliExIOU		Com-Indoor-LF+HIDSCECliExIOU		Com-Indoor-LF+HIDSDGCliExIOU

		Exterior/None - Health/Medical - Hospital - 01		Health/Medical - Hospital		01		Exterior/None		Com-Indoor-LF+HID		Ex		Hsp		CZ01		Wtd		PGE		1		1		0		0.827		5260		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ01		Com-Indoor-LF+HIDSCEHspExCZ01		Com-Indoor-LF+HIDSDGHspExCZ01

		Exterior/None - Health/Medical - Hospital - 02		Health/Medical - Hospital		02		Exterior/None		Com-Indoor-LF+HID		Ex		Hsp		CZ02		Wtd		PGE		1		1		0		0.827		5260		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ02		Com-Indoor-LF+HIDSCEHspExCZ02		Com-Indoor-LF+HIDSDGHspExCZ02

		Exterior/None - Health/Medical - Hospital - 03		Health/Medical - Hospital		03		Exterior/None		Com-Indoor-LF+HID		Ex		Hsp		CZ03		Wtd		PGE		1		1		0		0.827		5260		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ03		Com-Indoor-LF+HIDSCEHspExCZ03		Com-Indoor-LF+HIDSDGHspExCZ03

		Exterior/None - Health/Medical - Hospital - 04		Health/Medical - Hospital		04		Exterior/None		Com-Indoor-LF+HID		Ex		Hsp		CZ04		Wtd		PGE		1		1		0		0.827		5260		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ04		Com-Indoor-LF+HIDSCEHspExCZ04		Com-Indoor-LF+HIDSDGHspExCZ04

		Exterior/None - Health/Medical - Hospital - 05		Health/Medical - Hospital		05		Exterior/None		Com-Indoor-LF+HID		Ex		Hsp		CZ05		Wtd		PGE		1		1		0		0.827		5260		SCE		1		1		0		0.827		5260		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ05		Com-Indoor-LF+HIDSCEHspExCZ05		Com-Indoor-LF+HIDSDGHspExCZ05

		Exterior/None - Health/Medical - Hospital - 06		Health/Medical - Hospital		06		Exterior/None		Com-Indoor-LF+HID		Ex		Hsp		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.827		5260		SDG		1		1		0		0.827		5260						Com-Indoor-LF+HIDPGEHspExCZ06		Com-Indoor-LF+HIDSCEHspExCZ06		Com-Indoor-LF+HIDSDGHspExCZ06

		Exterior/None - Health/Medical - Hospital - 07		Health/Medical - Hospital		07		Exterior/None		Com-Indoor-LF+HID		Ex		Hsp		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.827		5260						Com-Indoor-LF+HIDPGEHspExCZ07		Com-Indoor-LF+HIDSCEHspExCZ07		Com-Indoor-LF+HIDSDGHspExCZ07

		Exterior/None - Health/Medical - Hospital - 08		Health/Medical - Hospital		08		Exterior/None		Com-Indoor-LF+HID		Ex		Hsp		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.827		5260		SDG		1		1		0		0.827		5260						Com-Indoor-LF+HIDPGEHspExCZ08		Com-Indoor-LF+HIDSCEHspExCZ08		Com-Indoor-LF+HIDSDGHspExCZ08

		Exterior/None - Health/Medical - Hospital - 09		Health/Medical - Hospital		09		Exterior/None		Com-Indoor-LF+HID		Ex		Hsp		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.827		5260		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ09		Com-Indoor-LF+HIDSCEHspExCZ09		Com-Indoor-LF+HIDSDGHspExCZ09

		Exterior/None - Health/Medical - Hospital - 10		Health/Medical - Hospital		10		Exterior/None		Com-Indoor-LF+HID		Ex		Hsp		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.827		5260		SDG		1		1		0		0.827		5260						Com-Indoor-LF+HIDPGEHspExCZ10		Com-Indoor-LF+HIDSCEHspExCZ10		Com-Indoor-LF+HIDSDGHspExCZ10

		Exterior/None - Health/Medical - Hospital - 11		Health/Medical - Hospital		11		Exterior/None		Com-Indoor-LF+HID		Ex		Hsp		CZ11		Wtd		PGE		1		1		0		0.827		5260		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ11		Com-Indoor-LF+HIDSCEHspExCZ11		Com-Indoor-LF+HIDSDGHspExCZ11

		Exterior/None - Health/Medical - Hospital - 12		Health/Medical - Hospital		12		Exterior/None		Com-Indoor-LF+HID		Ex		Hsp		CZ12		Wtd		PGE		1		1		0		0.827		5260		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ12		Com-Indoor-LF+HIDSCEHspExCZ12		Com-Indoor-LF+HIDSDGHspExCZ12

		Exterior/None - Health/Medical - Hospital - 13		Health/Medical - Hospital		13		Exterior/None		Com-Indoor-LF+HID		Ex		Hsp		CZ13		Wtd		PGE		1		1		0		0.827		5260		SCE		1		1		0		0.827		5260		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ13		Com-Indoor-LF+HIDSCEHspExCZ13		Com-Indoor-LF+HIDSDGHspExCZ13

		Exterior/None - Health/Medical - Hospital - 14		Health/Medical - Hospital		14		Exterior/None		Com-Indoor-LF+HID		Ex		Hsp		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.827		5260		SDG		1		1		0		0.827		5260						Com-Indoor-LF+HIDPGEHspExCZ14		Com-Indoor-LF+HIDSCEHspExCZ14		Com-Indoor-LF+HIDSDGHspExCZ14

		Exterior/None - Health/Medical - Hospital - 15		Health/Medical - Hospital		15		Exterior/None		Com-Indoor-LF+HID		Ex		Hsp		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.827		5260		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ15		Com-Indoor-LF+HIDSCEHspExCZ15		Com-Indoor-LF+HIDSDGHspExCZ15

		Exterior/None - Health/Medical - Hospital - 16		Health/Medical - Hospital		16		Exterior/None		Com-Indoor-LF+HID		Ex		Hsp		CZ16		Wtd		PGE		1		1		0		0.827		5260		SCE		1		1		0		0.827		5260		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHspExCZ16		Com-Indoor-LF+HIDSCEHspExCZ16		Com-Indoor-LF+HIDSDGHspExCZ16

		Exterior/None - Health/Medical - Hospital - 17		Health/Medical - Hospital		17		Exterior/None		Com-Indoor-LF+HID		Ex		Hsp		IOU		Wtd		PGE		1		1		0		0.827		5260		SCE		1		1		0		0.827		5260		SDG		1		1		0		0.827		5260						Com-Indoor-LF+HIDPGEHspExIOU		Com-Indoor-LF+HIDSCEHspExIOU		Com-Indoor-LF+HIDSDGHspExIOU

		Exterior/None - Health/Medical - Nursing Home - 01		Health/Medical - Nursing Home		01		Exterior/None		Com-Indoor-LF+HID		Ex		Nrs		CZ01		Wtd		PGE		1		1		0		0.677		4160		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ01		Com-Indoor-LF+HIDSCENrsExCZ01		Com-Indoor-LF+HIDSDGNrsExCZ01

		Exterior/None - Health/Medical - Nursing Home - 02		Health/Medical - Nursing Home		02		Exterior/None		Com-Indoor-LF+HID		Ex		Nrs		CZ02		Wtd		PGE		1		1		0		0.677		4160		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ02		Com-Indoor-LF+HIDSCENrsExCZ02		Com-Indoor-LF+HIDSDGNrsExCZ02

		Exterior/None - Health/Medical - Nursing Home - 03		Health/Medical - Nursing Home		03		Exterior/None		Com-Indoor-LF+HID		Ex		Nrs		CZ03		Wtd		PGE		1		1		0		0.677		4160		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ03		Com-Indoor-LF+HIDSCENrsExCZ03		Com-Indoor-LF+HIDSDGNrsExCZ03

		Exterior/None - Health/Medical - Nursing Home - 04		Health/Medical - Nursing Home		04		Exterior/None		Com-Indoor-LF+HID		Ex		Nrs		CZ04		Wtd		PGE		1		1		0		0.677		4160		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ04		Com-Indoor-LF+HIDSCENrsExCZ04		Com-Indoor-LF+HIDSDGNrsExCZ04

		Exterior/None - Health/Medical - Nursing Home - 05		Health/Medical - Nursing Home		05		Exterior/None		Com-Indoor-LF+HID		Ex		Nrs		CZ05		Wtd		PGE		1		1		0		0.677		4160		SCE		1		1		0		0.677		4160		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ05		Com-Indoor-LF+HIDSCENrsExCZ05		Com-Indoor-LF+HIDSDGNrsExCZ05

		Exterior/None - Health/Medical - Nursing Home - 06		Health/Medical - Nursing Home		06		Exterior/None		Com-Indoor-LF+HID		Ex		Nrs		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.677		4160		SDG		1		1		0		0.677		4160						Com-Indoor-LF+HIDPGENrsExCZ06		Com-Indoor-LF+HIDSCENrsExCZ06		Com-Indoor-LF+HIDSDGNrsExCZ06

		Exterior/None - Health/Medical - Nursing Home - 07		Health/Medical - Nursing Home		07		Exterior/None		Com-Indoor-LF+HID		Ex		Nrs		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.677		4160						Com-Indoor-LF+HIDPGENrsExCZ07		Com-Indoor-LF+HIDSCENrsExCZ07		Com-Indoor-LF+HIDSDGNrsExCZ07

		Exterior/None - Health/Medical - Nursing Home - 08		Health/Medical - Nursing Home		08		Exterior/None		Com-Indoor-LF+HID		Ex		Nrs		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.677		4160		SDG		1		1		0		0.677		4160						Com-Indoor-LF+HIDPGENrsExCZ08		Com-Indoor-LF+HIDSCENrsExCZ08		Com-Indoor-LF+HIDSDGNrsExCZ08

		Exterior/None - Health/Medical - Nursing Home - 09		Health/Medical - Nursing Home		09		Exterior/None		Com-Indoor-LF+HID		Ex		Nrs		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.677		4160		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ09		Com-Indoor-LF+HIDSCENrsExCZ09		Com-Indoor-LF+HIDSDGNrsExCZ09

		Exterior/None - Health/Medical - Nursing Home - 10		Health/Medical - Nursing Home		10		Exterior/None		Com-Indoor-LF+HID		Ex		Nrs		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.677		4160		SDG		1		1		0		0.677		4160						Com-Indoor-LF+HIDPGENrsExCZ10		Com-Indoor-LF+HIDSCENrsExCZ10		Com-Indoor-LF+HIDSDGNrsExCZ10

		Exterior/None - Health/Medical - Nursing Home - 11		Health/Medical - Nursing Home		11		Exterior/None		Com-Indoor-LF+HID		Ex		Nrs		CZ11		Wtd		PGE		1		1		0		0.677		4160		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ11		Com-Indoor-LF+HIDSCENrsExCZ11		Com-Indoor-LF+HIDSDGNrsExCZ11

		Exterior/None - Health/Medical - Nursing Home - 12		Health/Medical - Nursing Home		12		Exterior/None		Com-Indoor-LF+HID		Ex		Nrs		CZ12		Wtd		PGE		1		1		0		0.677		4160		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ12		Com-Indoor-LF+HIDSCENrsExCZ12		Com-Indoor-LF+HIDSDGNrsExCZ12

		Exterior/None - Health/Medical - Nursing Home - 13		Health/Medical - Nursing Home		13		Exterior/None		Com-Indoor-LF+HID		Ex		Nrs		CZ13		Wtd		PGE		1		1		0		0.677		4160		SCE		1		1		0		0.677		4160		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ13		Com-Indoor-LF+HIDSCENrsExCZ13		Com-Indoor-LF+HIDSDGNrsExCZ13

		Exterior/None - Health/Medical - Nursing Home - 14		Health/Medical - Nursing Home		14		Exterior/None		Com-Indoor-LF+HID		Ex		Nrs		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.677		4160		SDG		1		1		0		0.677		4160						Com-Indoor-LF+HIDPGENrsExCZ14		Com-Indoor-LF+HIDSCENrsExCZ14		Com-Indoor-LF+HIDSDGNrsExCZ14

		Exterior/None - Health/Medical - Nursing Home - 15		Health/Medical - Nursing Home		15		Exterior/None		Com-Indoor-LF+HID		Ex		Nrs		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.677		4160		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ15		Com-Indoor-LF+HIDSCENrsExCZ15		Com-Indoor-LF+HIDSDGNrsExCZ15

		Exterior/None - Health/Medical - Nursing Home - 16		Health/Medical - Nursing Home		16		Exterior/None		Com-Indoor-LF+HID		Ex		Nrs		CZ16		Wtd		PGE		1		1		0		0.677		4160		SCE		1		1		0		0.677		4160		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGENrsExCZ16		Com-Indoor-LF+HIDSCENrsExCZ16		Com-Indoor-LF+HIDSDGNrsExCZ16

		Exterior/None - Health/Medical - Nursing Home - 17		Health/Medical - Nursing Home		17		Exterior/None		Com-Indoor-LF+HID		Ex		Nrs		IOU		Wtd		PGE		1		1		0		0.677		4160		SCE		1		1		0		0.677		4160		SDG		1		1		0		0.677		4160						Com-Indoor-LF+HIDPGENrsExIOU		Com-Indoor-LF+HIDSCENrsExIOU		Com-Indoor-LF+HIDSDGNrsExIOU

		Exterior/None - Industrial - 01		Industrial		01		Exterior/None		Com-Indoor-LF+HID		Ex		Ind		CZ01		Wtd		PGE		1		1		0		0.887		3375		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ01		Com-Indoor-LF+HIDSCEIndExCZ01		Com-Indoor-LF+HIDSDGIndExCZ01

		Exterior/None - Industrial - 02		Industrial		02		Exterior/None		Com-Indoor-LF+HID		Ex		Ind		CZ02		Wtd		PGE		1		1		0		0.887		3375		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ02		Com-Indoor-LF+HIDSCEIndExCZ02		Com-Indoor-LF+HIDSDGIndExCZ02

		Exterior/None - Industrial - 03		Industrial		03		Exterior/None		Com-Indoor-LF+HID		Ex		Ind		CZ03		Wtd		PGE		1		1		0		0.887		3375		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ03		Com-Indoor-LF+HIDSCEIndExCZ03		Com-Indoor-LF+HIDSDGIndExCZ03

		Exterior/None - Industrial - 04		Industrial		04		Exterior/None		Com-Indoor-LF+HID		Ex		Ind		CZ04		Wtd		PGE		1		1		0		0.887		3375		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ04		Com-Indoor-LF+HIDSCEIndExCZ04		Com-Indoor-LF+HIDSDGIndExCZ04

		Exterior/None - Industrial - 05		Industrial		05		Exterior/None		Com-Indoor-LF+HID		Ex		Ind		CZ05		Wtd		PGE		1		1		0		0.887		3375		SCE		1		1		0		0.887		3375		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ05		Com-Indoor-LF+HIDSCEIndExCZ05		Com-Indoor-LF+HIDSDGIndExCZ05

		Exterior/None - Industrial - 06		Industrial		06		Exterior/None		Com-Indoor-LF+HID		Ex		Ind		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.887		3375		SDG		1		1		0		0.887		3375						Com-Indoor-LF+HIDPGEIndExCZ06		Com-Indoor-LF+HIDSCEIndExCZ06		Com-Indoor-LF+HIDSDGIndExCZ06

		Exterior/None - Industrial - 07		Industrial		07		Exterior/None		Com-Indoor-LF+HID		Ex		Ind		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.887		3375						Com-Indoor-LF+HIDPGEIndExCZ07		Com-Indoor-LF+HIDSCEIndExCZ07		Com-Indoor-LF+HIDSDGIndExCZ07

		Exterior/None - Industrial - 08		Industrial		08		Exterior/None		Com-Indoor-LF+HID		Ex		Ind		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.887		3375		SDG		1		1		0		0.887		3375						Com-Indoor-LF+HIDPGEIndExCZ08		Com-Indoor-LF+HIDSCEIndExCZ08		Com-Indoor-LF+HIDSDGIndExCZ08

		Exterior/None - Industrial - 09		Industrial		09		Exterior/None		Com-Indoor-LF+HID		Ex		Ind		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.887		3375		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ09		Com-Indoor-LF+HIDSCEIndExCZ09		Com-Indoor-LF+HIDSDGIndExCZ09

		Exterior/None - Industrial - 10		Industrial		10		Exterior/None		Com-Indoor-LF+HID		Ex		Ind		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.887		3375		SDG		1		1		0		0.887		3375						Com-Indoor-LF+HIDPGEIndExCZ10		Com-Indoor-LF+HIDSCEIndExCZ10		Com-Indoor-LF+HIDSDGIndExCZ10

		Exterior/None - Industrial - 11		Industrial		11		Exterior/None		Com-Indoor-LF+HID		Ex		Ind		CZ11		Wtd		PGE		1		1		0		0.887		3375		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ11		Com-Indoor-LF+HIDSCEIndExCZ11		Com-Indoor-LF+HIDSDGIndExCZ11

		Exterior/None - Industrial - 12		Industrial		12		Exterior/None		Com-Indoor-LF+HID		Ex		Ind		CZ12		Wtd		PGE		1		1		0		0.887		3375		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ12		Com-Indoor-LF+HIDSCEIndExCZ12		Com-Indoor-LF+HIDSDGIndExCZ12

		Exterior/None - Industrial - 13		Industrial		13		Exterior/None		Com-Indoor-LF+HID		Ex		Ind		CZ13		Wtd		PGE		1		1		0		0.887		3375		SCE		1		1		0		0.887		3375		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ13		Com-Indoor-LF+HIDSCEIndExCZ13		Com-Indoor-LF+HIDSDGIndExCZ13

		Exterior/None - Industrial - 14		Industrial		14		Exterior/None		Com-Indoor-LF+HID		Ex		Ind		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.887		3375		SDG		1		1		0		0.887		3375						Com-Indoor-LF+HIDPGEIndExCZ14		Com-Indoor-LF+HIDSCEIndExCZ14		Com-Indoor-LF+HIDSDGIndExCZ14

		Exterior/None - Industrial - 15		Industrial		15		Exterior/None		Com-Indoor-LF+HID		Ex		Ind		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.887		3375		SDG		1		1		0		0.887		3375						Com-Indoor-LF+HIDPGEIndExCZ15		Com-Indoor-LF+HIDSCEIndExCZ15		Com-Indoor-LF+HIDSDGIndExCZ15

		Exterior/None - Industrial - 16		Industrial		16		Exterior/None		Com-Indoor-LF+HID		Ex		Ind		CZ16		Wtd		PGE		1		1		0		0.887		3375		SCE		1		1		0		0.887		3375		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEIndExCZ16		Com-Indoor-LF+HIDSCEIndExCZ16		Com-Indoor-LF+HIDSDGIndExCZ16

		Exterior/None - Industrial - 17		Industrial		17		Exterior/None		Com-Indoor-LF+HID		Ex		Ind		IOU		Wtd		PGE		1		1		0		0.887		3375		SCE		1		1		0		0.887		3375		SDG		1		1		0		0.887		3375						Com-Indoor-LF+HIDPGEIndExIOU		Com-Indoor-LF+HIDSCEIndExIOU		Com-Indoor-LF+HIDSDGIndExIOU

		Exterior/None - Lodging - Guest Rooms - 01		Lodging - Guest Rooms		01		Exterior/None		Com-Indoor-LF+HID		Ex		GsR		CZ01		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ01		Com-Indoor-LF+HIDSCEGsRExCZ01		Com-Indoor-LF+HIDSDGGsRExCZ01

		Exterior/None - Lodging - Guest Rooms - 02		Lodging - Guest Rooms		02		Exterior/None		Com-Indoor-LF+HID		Ex		GsR		CZ02		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ02		Com-Indoor-LF+HIDSCEGsRExCZ02		Com-Indoor-LF+HIDSDGGsRExCZ02

		Exterior/None - Lodging - Guest Rooms - 03		Lodging - Guest Rooms		03		Exterior/None		Com-Indoor-LF+HID		Ex		GsR		CZ03		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ03		Com-Indoor-LF+HIDSCEGsRExCZ03		Com-Indoor-LF+HIDSDGGsRExCZ03

		Exterior/None - Lodging - Guest Rooms - 04		Lodging - Guest Rooms		04		Exterior/None		Com-Indoor-LF+HID		Ex		GsR		CZ04		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ04		Com-Indoor-LF+HIDSCEGsRExCZ04		Com-Indoor-LF+HIDSDGGsRExCZ04

		Exterior/None - Lodging - Guest Rooms - 05		Lodging - Guest Rooms		05		Exterior/None		Com-Indoor-LF+HID		Ex		GsR		CZ05		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0.172		1550		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ05		Com-Indoor-LF+HIDSCEGsRExCZ05		Com-Indoor-LF+HIDSDGGsRExCZ05

		Exterior/None - Lodging - Guest Rooms - 06		Lodging - Guest Rooms		06		Exterior/None		Com-Indoor-LF+HID		Ex		GsR		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.172		1550		SDG		1		1		0		0.172		1550						Com-Indoor-LF+HIDPGEGsRExCZ06		Com-Indoor-LF+HIDSCEGsRExCZ06		Com-Indoor-LF+HIDSDGGsRExCZ06

		Exterior/None - Lodging - Guest Rooms - 07		Lodging - Guest Rooms		07		Exterior/None		Com-Indoor-LF+HID		Ex		GsR		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.172		1550						Com-Indoor-LF+HIDPGEGsRExCZ07		Com-Indoor-LF+HIDSCEGsRExCZ07		Com-Indoor-LF+HIDSDGGsRExCZ07

		Exterior/None - Lodging - Guest Rooms - 08		Lodging - Guest Rooms		08		Exterior/None		Com-Indoor-LF+HID		Ex		GsR		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.172		1550		SDG		1		1		0		0.172		1550						Com-Indoor-LF+HIDPGEGsRExCZ08		Com-Indoor-LF+HIDSCEGsRExCZ08		Com-Indoor-LF+HIDSDGGsRExCZ08

		Exterior/None - Lodging - Guest Rooms - 09		Lodging - Guest Rooms		09		Exterior/None		Com-Indoor-LF+HID		Ex		GsR		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.172		1550		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ09		Com-Indoor-LF+HIDSCEGsRExCZ09		Com-Indoor-LF+HIDSDGGsRExCZ09

		Exterior/None - Lodging - Guest Rooms - 10		Lodging - Guest Rooms		10		Exterior/None		Com-Indoor-LF+HID		Ex		GsR		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.172		1550		SDG		1		1		0		0.172		1550						Com-Indoor-LF+HIDPGEGsRExCZ10		Com-Indoor-LF+HIDSCEGsRExCZ10		Com-Indoor-LF+HIDSDGGsRExCZ10

		Exterior/None - Lodging - Guest Rooms - 11		Lodging - Guest Rooms		11		Exterior/None		Com-Indoor-LF+HID		Ex		GsR		CZ11		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ11		Com-Indoor-LF+HIDSCEGsRExCZ11		Com-Indoor-LF+HIDSDGGsRExCZ11

		Exterior/None - Lodging - Guest Rooms - 12		Lodging - Guest Rooms		12		Exterior/None		Com-Indoor-LF+HID		Ex		GsR		CZ12		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ12		Com-Indoor-LF+HIDSCEGsRExCZ12		Com-Indoor-LF+HIDSDGGsRExCZ12

		Exterior/None - Lodging - Guest Rooms - 13		Lodging - Guest Rooms		13		Exterior/None		Com-Indoor-LF+HID		Ex		GsR		CZ13		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0.172		1550		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ13		Com-Indoor-LF+HIDSCEGsRExCZ13		Com-Indoor-LF+HIDSDGGsRExCZ13

		Exterior/None - Lodging - Guest Rooms - 14		Lodging - Guest Rooms		14		Exterior/None		Com-Indoor-LF+HID		Ex		GsR		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.172		1550		SDG		1		1		0		0.172		1550						Com-Indoor-LF+HIDPGEGsRExCZ14		Com-Indoor-LF+HIDSCEGsRExCZ14		Com-Indoor-LF+HIDSDGGsRExCZ14

		Exterior/None - Lodging - Guest Rooms - 15		Lodging - Guest Rooms		15		Exterior/None		Com-Indoor-LF+HID		Ex		GsR		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.172		1550		SDG		1		1		0		0.172		1550						Com-Indoor-LF+HIDPGEGsRExCZ15		Com-Indoor-LF+HIDSCEGsRExCZ15		Com-Indoor-LF+HIDSDGGsRExCZ15

		Exterior/None - Lodging - Guest Rooms - 16		Lodging - Guest Rooms		16		Exterior/None		Com-Indoor-LF+HID		Ex		GsR		CZ16		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0.172		1550		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEGsRExCZ16		Com-Indoor-LF+HIDSCEGsRExCZ16		Com-Indoor-LF+HIDSDGGsRExCZ16

		Exterior/None - Lodging - Guest Rooms - 17		Lodging - Guest Rooms		17		Exterior/None		Com-Indoor-LF+HID		Ex		GsR		IOU		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0.172		1550		SDG		1		1		0		0.172		1550						Com-Indoor-LF+HIDPGEGsRExIOU		Com-Indoor-LF+HIDSCEGsRExIOU		Com-Indoor-LF+HIDSDGGsRExIOU

		Exterior/None - Lodging - Hotel - 01		Lodging - Hotel		01		Exterior/None		Com-Indoor-LF+HID		Ex		Htl		CZ01		Wtd		PGE		1		1		0		0.242		1950		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ01		Com-Indoor-LF+HIDSCEHtlExCZ01		Com-Indoor-LF+HIDSDGHtlExCZ01

		Exterior/None - Lodging - Hotel - 02		Lodging - Hotel		02		Exterior/None		Com-Indoor-LF+HID		Ex		Htl		CZ02		Wtd		PGE		1		1		0		0.242		1950		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ02		Com-Indoor-LF+HIDSCEHtlExCZ02		Com-Indoor-LF+HIDSDGHtlExCZ02

		Exterior/None - Lodging - Hotel - 03		Lodging - Hotel		03		Exterior/None		Com-Indoor-LF+HID		Ex		Htl		CZ03		Wtd		PGE		1		1		0		0.242		1950		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ03		Com-Indoor-LF+HIDSCEHtlExCZ03		Com-Indoor-LF+HIDSDGHtlExCZ03

		Exterior/None - Lodging - Hotel - 04		Lodging - Hotel		04		Exterior/None		Com-Indoor-LF+HID		Ex		Htl		CZ04		Wtd		PGE		1		1		0		0.242		1950		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ04		Com-Indoor-LF+HIDSCEHtlExCZ04		Com-Indoor-LF+HIDSDGHtlExCZ04

		Exterior/None - Lodging - Hotel - 05		Lodging - Hotel		05		Exterior/None		Com-Indoor-LF+HID		Ex		Htl		CZ05		Wtd		PGE		1		1		0		0.242		1950		SCE		1		1		0		0.242		1950		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ05		Com-Indoor-LF+HIDSCEHtlExCZ05		Com-Indoor-LF+HIDSDGHtlExCZ05

		Exterior/None - Lodging - Hotel - 06		Lodging - Hotel		06		Exterior/None		Com-Indoor-LF+HID		Ex		Htl		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.242		1950		SDG		1		1		0		0.242		1950						Com-Indoor-LF+HIDPGEHtlExCZ06		Com-Indoor-LF+HIDSCEHtlExCZ06		Com-Indoor-LF+HIDSDGHtlExCZ06

		Exterior/None - Lodging - Hotel - 07		Lodging - Hotel		07		Exterior/None		Com-Indoor-LF+HID		Ex		Htl		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.242		1950						Com-Indoor-LF+HIDPGEHtlExCZ07		Com-Indoor-LF+HIDSCEHtlExCZ07		Com-Indoor-LF+HIDSDGHtlExCZ07

		Exterior/None - Lodging - Hotel - 08		Lodging - Hotel		08		Exterior/None		Com-Indoor-LF+HID		Ex		Htl		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.242		1950		SDG		1		1		0		0.242		1950						Com-Indoor-LF+HIDPGEHtlExCZ08		Com-Indoor-LF+HIDSCEHtlExCZ08		Com-Indoor-LF+HIDSDGHtlExCZ08

		Exterior/None - Lodging - Hotel - 09		Lodging - Hotel		09		Exterior/None		Com-Indoor-LF+HID		Ex		Htl		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.242		1950		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ09		Com-Indoor-LF+HIDSCEHtlExCZ09		Com-Indoor-LF+HIDSDGHtlExCZ09

		Exterior/None - Lodging - Hotel - 10		Lodging - Hotel		10		Exterior/None		Com-Indoor-LF+HID		Ex		Htl		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.242		1950		SDG		1		1		0		0.242		1950						Com-Indoor-LF+HIDPGEHtlExCZ10		Com-Indoor-LF+HIDSCEHtlExCZ10		Com-Indoor-LF+HIDSDGHtlExCZ10

		Exterior/None - Lodging - Hotel - 11		Lodging - Hotel		11		Exterior/None		Com-Indoor-LF+HID		Ex		Htl		CZ11		Wtd		PGE		1		1		0		0.242		1950		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ11		Com-Indoor-LF+HIDSCEHtlExCZ11		Com-Indoor-LF+HIDSDGHtlExCZ11

		Exterior/None - Lodging - Hotel - 12		Lodging - Hotel		12		Exterior/None		Com-Indoor-LF+HID		Ex		Htl		CZ12		Wtd		PGE		1		1		0		0.242		1950		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ12		Com-Indoor-LF+HIDSCEHtlExCZ12		Com-Indoor-LF+HIDSDGHtlExCZ12

		Exterior/None - Lodging - Hotel - 13		Lodging - Hotel		13		Exterior/None		Com-Indoor-LF+HID		Ex		Htl		CZ13		Wtd		PGE		1		1		0		0.242		1950		SCE		1		1		0		0.242		1950		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ13		Com-Indoor-LF+HIDSCEHtlExCZ13		Com-Indoor-LF+HIDSDGHtlExCZ13

		Exterior/None - Lodging - Hotel - 14		Lodging - Hotel		14		Exterior/None		Com-Indoor-LF+HID		Ex		Htl		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.242		1950		SDG		1		1		0		0.242		1950						Com-Indoor-LF+HIDPGEHtlExCZ14		Com-Indoor-LF+HIDSCEHtlExCZ14		Com-Indoor-LF+HIDSDGHtlExCZ14

		Exterior/None - Lodging - Hotel - 15		Lodging - Hotel		15		Exterior/None		Com-Indoor-LF+HID		Ex		Htl		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.242		1950		SDG		1		1		0		0.242		1950						Com-Indoor-LF+HIDPGEHtlExCZ15		Com-Indoor-LF+HIDSCEHtlExCZ15		Com-Indoor-LF+HIDSDGHtlExCZ15

		Exterior/None - Lodging - Hotel - 16		Lodging - Hotel		16		Exterior/None		Com-Indoor-LF+HID		Ex		Htl		CZ16		Wtd		PGE		1		1		0		0.242		1950		SCE		1		1		0		0.242		1950		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEHtlExCZ16		Com-Indoor-LF+HIDSCEHtlExCZ16		Com-Indoor-LF+HIDSDGHtlExCZ16

		Exterior/None - Lodging - Hotel - 17		Lodging - Hotel		17		Exterior/None		Com-Indoor-LF+HID		Ex		Htl		IOU		Wtd		PGE		1		1		0		0.242		1950		SCE		1		1		0		0.242		1950		SDG		1		1		0		0.242		1950						Com-Indoor-LF+HIDPGEHtlExIOU		Com-Indoor-LF+HIDSCEHtlExIOU		Com-Indoor-LF+HIDSDGHtlExIOU

		Exterior/None - Lodging - Motel - 01		Lodging - Motel		01		Exterior/None		Com-Indoor-LF+HID		Ex		Mtl		CZ01		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ01		Com-Indoor-LF+HIDSCEMtlExCZ01		Com-Indoor-LF+HIDSDGMtlExCZ01

		Exterior/None - Lodging - Motel - 02		Lodging - Motel		02		Exterior/None		Com-Indoor-LF+HID		Ex		Mtl		CZ02		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ02		Com-Indoor-LF+HIDSCEMtlExCZ02		Com-Indoor-LF+HIDSDGMtlExCZ02

		Exterior/None - Lodging - Motel - 03		Lodging - Motel		03		Exterior/None		Com-Indoor-LF+HID		Ex		Mtl		CZ03		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ03		Com-Indoor-LF+HIDSCEMtlExCZ03		Com-Indoor-LF+HIDSDGMtlExCZ03

		Exterior/None - Lodging - Motel - 04		Lodging - Motel		04		Exterior/None		Com-Indoor-LF+HID		Ex		Mtl		CZ04		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ04		Com-Indoor-LF+HIDSCEMtlExCZ04		Com-Indoor-LF+HIDSDGMtlExCZ04

		Exterior/None - Lodging - Motel - 05		Lodging - Motel		05		Exterior/None		Com-Indoor-LF+HID		Ex		Mtl		CZ05		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0.172		1550		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ05		Com-Indoor-LF+HIDSCEMtlExCZ05		Com-Indoor-LF+HIDSDGMtlExCZ05

		Exterior/None - Lodging - Motel - 06		Lodging - Motel		06		Exterior/None		Com-Indoor-LF+HID		Ex		Mtl		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.172		1550		SDG		1		1		0		0.172		1550						Com-Indoor-LF+HIDPGEMtlExCZ06		Com-Indoor-LF+HIDSCEMtlExCZ06		Com-Indoor-LF+HIDSDGMtlExCZ06

		Exterior/None - Lodging - Motel - 07		Lodging - Motel		07		Exterior/None		Com-Indoor-LF+HID		Ex		Mtl		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.172		1550						Com-Indoor-LF+HIDPGEMtlExCZ07		Com-Indoor-LF+HIDSCEMtlExCZ07		Com-Indoor-LF+HIDSDGMtlExCZ07

		Exterior/None - Lodging - Motel - 08		Lodging - Motel		08		Exterior/None		Com-Indoor-LF+HID		Ex		Mtl		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.172		1550		SDG		1		1		0		0.172		1550						Com-Indoor-LF+HIDPGEMtlExCZ08		Com-Indoor-LF+HIDSCEMtlExCZ08		Com-Indoor-LF+HIDSDGMtlExCZ08

		Exterior/None - Lodging - Motel - 09		Lodging - Motel		09		Exterior/None		Com-Indoor-LF+HID		Ex		Mtl		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.172		1550		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ09		Com-Indoor-LF+HIDSCEMtlExCZ09		Com-Indoor-LF+HIDSDGMtlExCZ09

		Exterior/None - Lodging - Motel - 10		Lodging - Motel		10		Exterior/None		Com-Indoor-LF+HID		Ex		Mtl		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.172		1550		SDG		1		1		0		0.172		1550						Com-Indoor-LF+HIDPGEMtlExCZ10		Com-Indoor-LF+HIDSCEMtlExCZ10		Com-Indoor-LF+HIDSDGMtlExCZ10

		Exterior/None - Lodging - Motel - 11		Lodging - Motel		11		Exterior/None		Com-Indoor-LF+HID		Ex		Mtl		CZ11		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ11		Com-Indoor-LF+HIDSCEMtlExCZ11		Com-Indoor-LF+HIDSDGMtlExCZ11

		Exterior/None - Lodging - Motel - 12		Lodging - Motel		12		Exterior/None		Com-Indoor-LF+HID		Ex		Mtl		CZ12		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ12		Com-Indoor-LF+HIDSCEMtlExCZ12		Com-Indoor-LF+HIDSDGMtlExCZ12

		Exterior/None - Lodging - Motel - 13		Lodging - Motel		13		Exterior/None		Com-Indoor-LF+HID		Ex		Mtl		CZ13		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0.172		1550		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ13		Com-Indoor-LF+HIDSCEMtlExCZ13		Com-Indoor-LF+HIDSDGMtlExCZ13

		Exterior/None - Lodging - Motel - 14		Lodging - Motel		14		Exterior/None		Com-Indoor-LF+HID		Ex		Mtl		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.172		1550		SDG		1		1		0		0.172		1550						Com-Indoor-LF+HIDPGEMtlExCZ14		Com-Indoor-LF+HIDSCEMtlExCZ14		Com-Indoor-LF+HIDSDGMtlExCZ14

		Exterior/None - Lodging - Motel - 15		Lodging - Motel		15		Exterior/None		Com-Indoor-LF+HID		Ex		Mtl		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.172		1550		SDG		1		1		0		0.172		1550						Com-Indoor-LF+HIDPGEMtlExCZ15		Com-Indoor-LF+HIDSCEMtlExCZ15		Com-Indoor-LF+HIDSDGMtlExCZ15

		Exterior/None - Lodging - Motel - 16		Lodging - Motel		16		Exterior/None		Com-Indoor-LF+HID		Ex		Mtl		CZ16		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0.172		1550		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMtlExCZ16		Com-Indoor-LF+HIDSCEMtlExCZ16		Com-Indoor-LF+HIDSDGMtlExCZ16

		Exterior/None - Lodging - Motel - 17		Lodging - Motel		17		Exterior/None		Com-Indoor-LF+HID		Ex		Mtl		IOU		Wtd		PGE		1		1		0		0.172		1550		SCE		1		1		0		0.172		1550		SDG		1		1		0		0.172		1550						Com-Indoor-LF+HIDPGEMtlExIOU		Com-Indoor-LF+HIDSCEMtlExIOU		Com-Indoor-LF+HIDSDGMtlExIOU

		Exterior/None - Manufacturing - Bio/Tech - 01		Manufacturing - Bio/Tech		01		Exterior/None		Com-Indoor-LF+HID		Ex		MBT		CZ01		Wtd		PGE		1		1		0		0.851		3530		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ01		Com-Indoor-LF+HIDSCEMBTExCZ01		Com-Indoor-LF+HIDSDGMBTExCZ01

		Exterior/None - Manufacturing - Bio/Tech - 02		Manufacturing - Bio/Tech		02		Exterior/None		Com-Indoor-LF+HID		Ex		MBT		CZ02		Wtd		PGE		1		1		0		0.851		3530		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ02		Com-Indoor-LF+HIDSCEMBTExCZ02		Com-Indoor-LF+HIDSDGMBTExCZ02

		Exterior/None - Manufacturing - Bio/Tech - 03		Manufacturing - Bio/Tech		03		Exterior/None		Com-Indoor-LF+HID		Ex		MBT		CZ03		Wtd		PGE		1		1		0		0.851		3530		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ03		Com-Indoor-LF+HIDSCEMBTExCZ03		Com-Indoor-LF+HIDSDGMBTExCZ03

		Exterior/None - Manufacturing - Bio/Tech - 04		Manufacturing - Bio/Tech		04		Exterior/None		Com-Indoor-LF+HID		Ex		MBT		CZ04		Wtd		PGE		1		1		0		0.851		3530		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ04		Com-Indoor-LF+HIDSCEMBTExCZ04		Com-Indoor-LF+HIDSDGMBTExCZ04

		Exterior/None - Manufacturing - Bio/Tech - 05		Manufacturing - Bio/Tech		05		Exterior/None		Com-Indoor-LF+HID		Ex		MBT		CZ05		Wtd		PGE		1		1		0		0.851		3530		SCE		1		1		0		0.851		3530		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ05		Com-Indoor-LF+HIDSCEMBTExCZ05		Com-Indoor-LF+HIDSDGMBTExCZ05

		Exterior/None - Manufacturing - Bio/Tech - 06		Manufacturing - Bio/Tech		06		Exterior/None		Com-Indoor-LF+HID		Ex		MBT		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.851		3530		SDG		1		1		0		0.851		3530						Com-Indoor-LF+HIDPGEMBTExCZ06		Com-Indoor-LF+HIDSCEMBTExCZ06		Com-Indoor-LF+HIDSDGMBTExCZ06

		Exterior/None - Manufacturing - Bio/Tech - 07		Manufacturing - Bio/Tech		07		Exterior/None		Com-Indoor-LF+HID		Ex		MBT		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.851		3530						Com-Indoor-LF+HIDPGEMBTExCZ07		Com-Indoor-LF+HIDSCEMBTExCZ07		Com-Indoor-LF+HIDSDGMBTExCZ07

		Exterior/None - Manufacturing - Bio/Tech - 08		Manufacturing - Bio/Tech		08		Exterior/None		Com-Indoor-LF+HID		Ex		MBT		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.851		3530		SDG		1		1		0		0.851		3530						Com-Indoor-LF+HIDPGEMBTExCZ08		Com-Indoor-LF+HIDSCEMBTExCZ08		Com-Indoor-LF+HIDSDGMBTExCZ08

		Exterior/None - Manufacturing - Bio/Tech - 09		Manufacturing - Bio/Tech		09		Exterior/None		Com-Indoor-LF+HID		Ex		MBT		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.851		3530		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ09		Com-Indoor-LF+HIDSCEMBTExCZ09		Com-Indoor-LF+HIDSDGMBTExCZ09

		Exterior/None - Manufacturing - Bio/Tech - 10		Manufacturing - Bio/Tech		10		Exterior/None		Com-Indoor-LF+HID		Ex		MBT		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.851		3530		SDG		1		1		0		0.851		3530						Com-Indoor-LF+HIDPGEMBTExCZ10		Com-Indoor-LF+HIDSCEMBTExCZ10		Com-Indoor-LF+HIDSDGMBTExCZ10

		Exterior/None - Manufacturing - Bio/Tech - 11		Manufacturing - Bio/Tech		11		Exterior/None		Com-Indoor-LF+HID		Ex		MBT		CZ11		Wtd		PGE		1		1		0		0.851		3530		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ11		Com-Indoor-LF+HIDSCEMBTExCZ11		Com-Indoor-LF+HIDSDGMBTExCZ11

		Exterior/None - Manufacturing - Bio/Tech - 12		Manufacturing - Bio/Tech		12		Exterior/None		Com-Indoor-LF+HID		Ex		MBT		CZ12		Wtd		PGE		1		1		0		0.851		3530		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ12		Com-Indoor-LF+HIDSCEMBTExCZ12		Com-Indoor-LF+HIDSDGMBTExCZ12

		Exterior/None - Manufacturing - Bio/Tech - 13		Manufacturing - Bio/Tech		13		Exterior/None		Com-Indoor-LF+HID		Ex		MBT		CZ13		Wtd		PGE		1		1		0		0.851		3530		SCE		1		1		0		0.851		3530		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ13		Com-Indoor-LF+HIDSCEMBTExCZ13		Com-Indoor-LF+HIDSDGMBTExCZ13

		Exterior/None - Manufacturing - Bio/Tech - 14		Manufacturing - Bio/Tech		14		Exterior/None		Com-Indoor-LF+HID		Ex		MBT		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.851		3530		SDG		1		1		0		0.851		3530						Com-Indoor-LF+HIDPGEMBTExCZ14		Com-Indoor-LF+HIDSCEMBTExCZ14		Com-Indoor-LF+HIDSDGMBTExCZ14

		Exterior/None - Manufacturing - Bio/Tech - 15		Manufacturing - Bio/Tech		15		Exterior/None		Com-Indoor-LF+HID		Ex		MBT		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.851		3530		SDG		1		1		0		0.851		3530						Com-Indoor-LF+HIDPGEMBTExCZ15		Com-Indoor-LF+HIDSCEMBTExCZ15		Com-Indoor-LF+HIDSDGMBTExCZ15

		Exterior/None - Manufacturing - Bio/Tech - 16		Manufacturing - Bio/Tech		16		Exterior/None		Com-Indoor-LF+HID		Ex		MBT		CZ16		Wtd		PGE		1		1		0		0.851		3530		SCE		1		1		0		0.851		3530		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMBTExCZ16		Com-Indoor-LF+HIDSCEMBTExCZ16		Com-Indoor-LF+HIDSDGMBTExCZ16

		Exterior/None - Manufacturing - Bio/Tech - 17		Manufacturing - Bio/Tech		17		Exterior/None		Com-Indoor-LF+HID		Ex		MBT		IOU		Wtd		PGE		1		1		0		0.851		3530		SCE		1		1		0		0.851		3530		SDG		1		1		0		0.851		3530						Com-Indoor-LF+HIDPGEMBTExIOU		Com-Indoor-LF+HIDSCEMBTExIOU		Com-Indoor-LF+HIDSDGMBTExIOU

		Exterior/None - Manufacturing - Light Industrial - 01		Manufacturing - Light Industrial		01		Exterior/None		Com-Indoor-LF+HID		Ex		MLI		CZ01		Wtd		PGE		1		1		0		0.923		3220		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ01		Com-Indoor-LF+HIDSCEMLIExCZ01		Com-Indoor-LF+HIDSDGMLIExCZ01

		Exterior/None - Manufacturing - Light Industrial - 02		Manufacturing - Light Industrial		02		Exterior/None		Com-Indoor-LF+HID		Ex		MLI		CZ02		Wtd		PGE		1		1		0		0.923		3220		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ02		Com-Indoor-LF+HIDSCEMLIExCZ02		Com-Indoor-LF+HIDSDGMLIExCZ02

		Exterior/None - Manufacturing - Light Industrial - 03		Manufacturing - Light Industrial		03		Exterior/None		Com-Indoor-LF+HID		Ex		MLI		CZ03		Wtd		PGE		1		1		0		0.923		3220		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ03		Com-Indoor-LF+HIDSCEMLIExCZ03		Com-Indoor-LF+HIDSDGMLIExCZ03

		Exterior/None - Manufacturing - Light Industrial - 04		Manufacturing - Light Industrial		04		Exterior/None		Com-Indoor-LF+HID		Ex		MLI		CZ04		Wtd		PGE		1		1		0		0.923		3220		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ04		Com-Indoor-LF+HIDSCEMLIExCZ04		Com-Indoor-LF+HIDSDGMLIExCZ04

		Exterior/None - Manufacturing - Light Industrial - 05		Manufacturing - Light Industrial		05		Exterior/None		Com-Indoor-LF+HID		Ex		MLI		CZ05		Wtd		PGE		1		1		0		0.923		3220		SCE		1		1		0		0.923		3220		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ05		Com-Indoor-LF+HIDSCEMLIExCZ05		Com-Indoor-LF+HIDSDGMLIExCZ05

		Exterior/None - Manufacturing - Light Industrial - 06		Manufacturing - Light Industrial		06		Exterior/None		Com-Indoor-LF+HID		Ex		MLI		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.923		3220		SDG		1		1		0		0.923		3220						Com-Indoor-LF+HIDPGEMLIExCZ06		Com-Indoor-LF+HIDSCEMLIExCZ06		Com-Indoor-LF+HIDSDGMLIExCZ06

		Exterior/None - Manufacturing - Light Industrial - 07		Manufacturing - Light Industrial		07		Exterior/None		Com-Indoor-LF+HID		Ex		MLI		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.923		3220						Com-Indoor-LF+HIDPGEMLIExCZ07		Com-Indoor-LF+HIDSCEMLIExCZ07		Com-Indoor-LF+HIDSDGMLIExCZ07

		Exterior/None - Manufacturing - Light Industrial - 08		Manufacturing - Light Industrial		08		Exterior/None		Com-Indoor-LF+HID		Ex		MLI		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.923		3220		SDG		1		1		0		0.923		3220						Com-Indoor-LF+HIDPGEMLIExCZ08		Com-Indoor-LF+HIDSCEMLIExCZ08		Com-Indoor-LF+HIDSDGMLIExCZ08

		Exterior/None - Manufacturing - Light Industrial - 09		Manufacturing - Light Industrial		09		Exterior/None		Com-Indoor-LF+HID		Ex		MLI		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.923		3220		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ09		Com-Indoor-LF+HIDSCEMLIExCZ09		Com-Indoor-LF+HIDSDGMLIExCZ09

		Exterior/None - Manufacturing - Light Industrial - 10		Manufacturing - Light Industrial		10		Exterior/None		Com-Indoor-LF+HID		Ex		MLI		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.923		3220		SDG		1		1		0		0.923		3220						Com-Indoor-LF+HIDPGEMLIExCZ10		Com-Indoor-LF+HIDSCEMLIExCZ10		Com-Indoor-LF+HIDSDGMLIExCZ10

		Exterior/None - Manufacturing - Light Industrial - 11		Manufacturing - Light Industrial		11		Exterior/None		Com-Indoor-LF+HID		Ex		MLI		CZ11		Wtd		PGE		1		1		0		0.923		3220		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ11		Com-Indoor-LF+HIDSCEMLIExCZ11		Com-Indoor-LF+HIDSDGMLIExCZ11

		Exterior/None - Manufacturing - Light Industrial - 12		Manufacturing - Light Industrial		12		Exterior/None		Com-Indoor-LF+HID		Ex		MLI		CZ12		Wtd		PGE		1		1		0		0.923		3220		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ12		Com-Indoor-LF+HIDSCEMLIExCZ12		Com-Indoor-LF+HIDSDGMLIExCZ12

		Exterior/None - Manufacturing - Light Industrial - 13		Manufacturing - Light Industrial		13		Exterior/None		Com-Indoor-LF+HID		Ex		MLI		CZ13		Wtd		PGE		1		1		0		0.923		3220		SCE		1		1		0		0.923		3220		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ13		Com-Indoor-LF+HIDSCEMLIExCZ13		Com-Indoor-LF+HIDSDGMLIExCZ13

		Exterior/None - Manufacturing - Light Industrial - 14		Manufacturing - Light Industrial		14		Exterior/None		Com-Indoor-LF+HID		Ex		MLI		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.923		3220		SDG		1		1		0		0.923		3220						Com-Indoor-LF+HIDPGEMLIExCZ14		Com-Indoor-LF+HIDSCEMLIExCZ14		Com-Indoor-LF+HIDSDGMLIExCZ14

		Exterior/None - Manufacturing - Light Industrial - 15		Manufacturing - Light Industrial		15		Exterior/None		Com-Indoor-LF+HID		Ex		MLI		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.923		3220		SDG		1		1		0		0.923		3220						Com-Indoor-LF+HIDPGEMLIExCZ15		Com-Indoor-LF+HIDSCEMLIExCZ15		Com-Indoor-LF+HIDSDGMLIExCZ15

		Exterior/None - Manufacturing - Light Industrial - 16		Manufacturing - Light Industrial		16		Exterior/None		Com-Indoor-LF+HID		Ex		MLI		CZ16		Wtd		PGE		1		1		0		0.923		3220		SCE		1		1		0		0.923		3220		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMLIExCZ16		Com-Indoor-LF+HIDSCEMLIExCZ16		Com-Indoor-LF+HIDSDGMLIExCZ16

		Exterior/None - Manufacturing - Light Industrial - 17		Manufacturing - Light Industrial		17		Exterior/None		Com-Indoor-LF+HID		Ex		MLI		IOU		Wtd		PGE		1		1		0		0.923		3220		SCE		1		1		0		0.923		3220		SDG		1		1		0		0.923		3220						Com-Indoor-LF+HIDPGEMLIExIOU		Com-Indoor-LF+HIDSCEMLIExIOU		Com-Indoor-LF+HIDSDGMLIExIOU

		Exterior/None - Misc - Commercial - 01		Misc - Commercial		01		Exterior/None		Com-Indoor-LF+HID		Ex		MiC		CZ01		Wtd		PGE		1		1		0		0.7893333333		3600		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ01		Com-Indoor-LF+HIDSCEMiCExCZ01		Com-Indoor-LF+HIDSDGMiCExCZ01

		Exterior/None - Misc - Commercial - 02		Misc - Commercial		02		Exterior/None		Com-Indoor-LF+HID		Ex		MiC		CZ02		Wtd		PGE		1		1		0		0.7893333333		3600		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ02		Com-Indoor-LF+HIDSCEMiCExCZ02		Com-Indoor-LF+HIDSDGMiCExCZ02

		Exterior/None - Misc - Commercial - 03		Misc - Commercial		03		Exterior/None		Com-Indoor-LF+HID		Ex		MiC		CZ03		Wtd		PGE		1		1		0		0.7893333333		3600		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ03		Com-Indoor-LF+HIDSCEMiCExCZ03		Com-Indoor-LF+HIDSDGMiCExCZ03

		Exterior/None - Misc - Commercial - 04		Misc - Commercial		04		Exterior/None		Com-Indoor-LF+HID		Ex		MiC		CZ04		Wtd		PGE		1		1		0		0.7893333333		3600		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ04		Com-Indoor-LF+HIDSCEMiCExCZ04		Com-Indoor-LF+HIDSDGMiCExCZ04

		Exterior/None - Misc - Commercial - 05		Misc - Commercial		05		Exterior/None		Com-Indoor-LF+HID		Ex		MiC		CZ05		Wtd		PGE		1		1		0		0.7893333333		3600		SCE		1		1		0		0.7893333333		3600		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ05		Com-Indoor-LF+HIDSCEMiCExCZ05		Com-Indoor-LF+HIDSDGMiCExCZ05

		Exterior/None - Misc - Commercial - 06		Misc - Commercial		06		Exterior/None		Com-Indoor-LF+HID		Ex		MiC		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7893333333		3600		SDG		1		1		0		0.7893333333		3600						Com-Indoor-LF+HIDPGEMiCExCZ06		Com-Indoor-LF+HIDSCEMiCExCZ06		Com-Indoor-LF+HIDSDGMiCExCZ06

		Exterior/None - Misc - Commercial - 07		Misc - Commercial		07		Exterior/None		Com-Indoor-LF+HID		Ex		MiC		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.7893333333		3600						Com-Indoor-LF+HIDPGEMiCExCZ07		Com-Indoor-LF+HIDSCEMiCExCZ07		Com-Indoor-LF+HIDSDGMiCExCZ07

		Exterior/None - Misc - Commercial - 08		Misc - Commercial		08		Exterior/None		Com-Indoor-LF+HID		Ex		MiC		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7893333333		3600		SDG		1		1		0		0.7893333333		3600						Com-Indoor-LF+HIDPGEMiCExCZ08		Com-Indoor-LF+HIDSCEMiCExCZ08		Com-Indoor-LF+HIDSDGMiCExCZ08

		Exterior/None - Misc - Commercial - 09		Misc - Commercial		09		Exterior/None		Com-Indoor-LF+HID		Ex		MiC		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7893333333		3600		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ09		Com-Indoor-LF+HIDSCEMiCExCZ09		Com-Indoor-LF+HIDSDGMiCExCZ09

		Exterior/None - Misc - Commercial - 10		Misc - Commercial		10		Exterior/None		Com-Indoor-LF+HID		Ex		MiC		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7893333333		3600		SDG		1		1		0		0.7893333333		3600						Com-Indoor-LF+HIDPGEMiCExCZ10		Com-Indoor-LF+HIDSCEMiCExCZ10		Com-Indoor-LF+HIDSDGMiCExCZ10

		Exterior/None - Misc - Commercial - 11		Misc - Commercial		11		Exterior/None		Com-Indoor-LF+HID		Ex		MiC		CZ11		Wtd		PGE		1		1		0		0.7893333333		3600		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ11		Com-Indoor-LF+HIDSCEMiCExCZ11		Com-Indoor-LF+HIDSDGMiCExCZ11

		Exterior/None - Misc - Commercial - 12		Misc - Commercial		12		Exterior/None		Com-Indoor-LF+HID		Ex		MiC		CZ12		Wtd		PGE		1		1		0		0.7893333333		3600		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ12		Com-Indoor-LF+HIDSCEMiCExCZ12		Com-Indoor-LF+HIDSDGMiCExCZ12

		Exterior/None - Misc - Commercial - 13		Misc - Commercial		13		Exterior/None		Com-Indoor-LF+HID		Ex		MiC		CZ13		Wtd		PGE		1		1		0		0.7893333333		3600		SCE		1		1		0		0.7893333333		3600		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ13		Com-Indoor-LF+HIDSCEMiCExCZ13		Com-Indoor-LF+HIDSDGMiCExCZ13

		Exterior/None - Misc - Commercial - 14		Misc - Commercial		14		Exterior/None		Com-Indoor-LF+HID		Ex		MiC		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7893333333		3600		SDG		1		1		0		0.7893333333		3600						Com-Indoor-LF+HIDPGEMiCExCZ14		Com-Indoor-LF+HIDSCEMiCExCZ14		Com-Indoor-LF+HIDSDGMiCExCZ14

		Exterior/None - Misc - Commercial - 15		Misc - Commercial		15		Exterior/None		Com-Indoor-LF+HID		Ex		MiC		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7893333333		3600		SDG		1		1		0		0.7893333333		3600						Com-Indoor-LF+HIDPGEMiCExCZ15		Com-Indoor-LF+HIDSCEMiCExCZ15		Com-Indoor-LF+HIDSDGMiCExCZ15

		Exterior/None - Misc - Commercial - 16		Misc - Commercial		16		Exterior/None		Com-Indoor-LF+HID		Ex		MiC		CZ16		Wtd		PGE		1		1		0		0.7893333333		3600		SCE		1		1		0		0.7893333333		3600		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEMiCExCZ16		Com-Indoor-LF+HIDSCEMiCExCZ16		Com-Indoor-LF+HIDSDGMiCExCZ16

		Exterior/None - Misc - Commercial - 17		Misc - Commercial		17		Exterior/None		Com-Indoor-LF+HID		Ex		MiC		IOU		Wtd		PGE		1		1		0		0.7893333333		3600		SCE		1		1		0		0.7893333333		3600		SDG		1		1		0		0.7893333333		3600						Com-Indoor-LF+HIDPGEMiCExIOU		Com-Indoor-LF+HIDSCEMiCExIOU		Com-Indoor-LF+HIDSDGMiCExIOU

		Exterior/None - Office - Large - 01		Office - Large		01		Exterior/None		Com-Indoor-LF+HID		Ex		OfL		CZ01		Wtd		PGE		1		1		0		0.71		2640		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ01		Com-Indoor-LF+HIDSCEOfLExCZ01		Com-Indoor-LF+HIDSDGOfLExCZ01

		Exterior/None - Office - Large - 02		Office - Large		02		Exterior/None		Com-Indoor-LF+HID		Ex		OfL		CZ02		Wtd		PGE		1		1		0		0.71		2640		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ02		Com-Indoor-LF+HIDSCEOfLExCZ02		Com-Indoor-LF+HIDSDGOfLExCZ02

		Exterior/None - Office - Large - 03		Office - Large		03		Exterior/None		Com-Indoor-LF+HID		Ex		OfL		CZ03		Wtd		PGE		1		1		0		0.71		2640		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ03		Com-Indoor-LF+HIDSCEOfLExCZ03		Com-Indoor-LF+HIDSDGOfLExCZ03

		Exterior/None - Office - Large - 04		Office - Large		04		Exterior/None		Com-Indoor-LF+HID		Ex		OfL		CZ04		Wtd		PGE		1		1		0		0.71		2640		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ04		Com-Indoor-LF+HIDSCEOfLExCZ04		Com-Indoor-LF+HIDSDGOfLExCZ04

		Exterior/None - Office - Large - 05		Office - Large		05		Exterior/None		Com-Indoor-LF+HID		Ex		OfL		CZ05		Wtd		PGE		1		1		0		0.71		2640		SCE		1		1		0		0.71		2640		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ05		Com-Indoor-LF+HIDSCEOfLExCZ05		Com-Indoor-LF+HIDSDGOfLExCZ05

		Exterior/None - Office - Large - 06		Office - Large		06		Exterior/None		Com-Indoor-LF+HID		Ex		OfL		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.71		2640		SDG		1		1		0		0.71		2640						Com-Indoor-LF+HIDPGEOfLExCZ06		Com-Indoor-LF+HIDSCEOfLExCZ06		Com-Indoor-LF+HIDSDGOfLExCZ06

		Exterior/None - Office - Large - 07		Office - Large		07		Exterior/None		Com-Indoor-LF+HID		Ex		OfL		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.71		2640						Com-Indoor-LF+HIDPGEOfLExCZ07		Com-Indoor-LF+HIDSCEOfLExCZ07		Com-Indoor-LF+HIDSDGOfLExCZ07

		Exterior/None - Office - Large - 08		Office - Large		08		Exterior/None		Com-Indoor-LF+HID		Ex		OfL		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.71		2640		SDG		1		1		0		0.71		2640						Com-Indoor-LF+HIDPGEOfLExCZ08		Com-Indoor-LF+HIDSCEOfLExCZ08		Com-Indoor-LF+HIDSDGOfLExCZ08

		Exterior/None - Office - Large - 09		Office - Large		09		Exterior/None		Com-Indoor-LF+HID		Ex		OfL		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.71		2640		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ09		Com-Indoor-LF+HIDSCEOfLExCZ09		Com-Indoor-LF+HIDSDGOfLExCZ09

		Exterior/None - Office - Large - 10		Office - Large		10		Exterior/None		Com-Indoor-LF+HID		Ex		OfL		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.71		2640		SDG		1		1		0		0.71		2640						Com-Indoor-LF+HIDPGEOfLExCZ10		Com-Indoor-LF+HIDSCEOfLExCZ10		Com-Indoor-LF+HIDSDGOfLExCZ10

		Exterior/None - Office - Large - 11		Office - Large		11		Exterior/None		Com-Indoor-LF+HID		Ex		OfL		CZ11		Wtd		PGE		1		1		0		0.71		2640		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ11		Com-Indoor-LF+HIDSCEOfLExCZ11		Com-Indoor-LF+HIDSDGOfLExCZ11

		Exterior/None - Office - Large - 12		Office - Large		12		Exterior/None		Com-Indoor-LF+HID		Ex		OfL		CZ12		Wtd		PGE		1		1		0		0.71		2640		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ12		Com-Indoor-LF+HIDSCEOfLExCZ12		Com-Indoor-LF+HIDSDGOfLExCZ12

		Exterior/None - Office - Large - 13		Office - Large		13		Exterior/None		Com-Indoor-LF+HID		Ex		OfL		CZ13		Wtd		PGE		1		1		0		0.71		2640		SCE		1		1		0		0.71		2640		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ13		Com-Indoor-LF+HIDSCEOfLExCZ13		Com-Indoor-LF+HIDSDGOfLExCZ13

		Exterior/None - Office - Large - 14		Office - Large		14		Exterior/None		Com-Indoor-LF+HID		Ex		OfL		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.71		2640		SDG		1		1		0		0.71		2640						Com-Indoor-LF+HIDPGEOfLExCZ14		Com-Indoor-LF+HIDSCEOfLExCZ14		Com-Indoor-LF+HIDSDGOfLExCZ14

		Exterior/None - Office - Large - 15		Office - Large		15		Exterior/None		Com-Indoor-LF+HID		Ex		OfL		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.71		2640		SDG		1		1		0		0.71		2640						Com-Indoor-LF+HIDPGEOfLExCZ15		Com-Indoor-LF+HIDSCEOfLExCZ15		Com-Indoor-LF+HIDSDGOfLExCZ15

		Exterior/None - Office - Large - 16		Office - Large		16		Exterior/None		Com-Indoor-LF+HID		Ex		OfL		CZ16		Wtd		PGE		1		1		0		0.71		2640		SCE		1		1		0		0.71		2640		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfLExCZ16		Com-Indoor-LF+HIDSCEOfLExCZ16		Com-Indoor-LF+HIDSDGOfLExCZ16

		Exterior/None - Office - Large - 17		Office - Large		17		Exterior/None		Com-Indoor-LF+HID		Ex		OfL		IOU		Wtd		PGE		1		1		0		0.71		2640		SCE		1		1		0		0.71		2640		SDG		1		1		0		0.71		2640						Com-Indoor-LF+HIDPGEOfLExIOU		Com-Indoor-LF+HIDSCEOfLExIOU		Com-Indoor-LF+HIDSDGOfLExIOU

		Exterior/None - Office - Small - 01		Office - Small		01		Exterior/None		Com-Indoor-LF+HID		Ex		OfS		CZ01		Wtd		PGE		1		1		0		0.693		2590		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ01		Com-Indoor-LF+HIDSCEOfSExCZ01		Com-Indoor-LF+HIDSDGOfSExCZ01

		Exterior/None - Office - Small - 02		Office - Small		02		Exterior/None		Com-Indoor-LF+HID		Ex		OfS		CZ02		Wtd		PGE		1		1		0		0.693		2590		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ02		Com-Indoor-LF+HIDSCEOfSExCZ02		Com-Indoor-LF+HIDSDGOfSExCZ02

		Exterior/None - Office - Small - 03		Office - Small		03		Exterior/None		Com-Indoor-LF+HID		Ex		OfS		CZ03		Wtd		PGE		1		1		0		0.693		2590		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ03		Com-Indoor-LF+HIDSCEOfSExCZ03		Com-Indoor-LF+HIDSDGOfSExCZ03

		Exterior/None - Office - Small - 04		Office - Small		04		Exterior/None		Com-Indoor-LF+HID		Ex		OfS		CZ04		Wtd		PGE		1		1		0		0.693		2590		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ04		Com-Indoor-LF+HIDSCEOfSExCZ04		Com-Indoor-LF+HIDSDGOfSExCZ04

		Exterior/None - Office - Small - 05		Office - Small		05		Exterior/None		Com-Indoor-LF+HID		Ex		OfS		CZ05		Wtd		PGE		1		1		0		0.693		2590		SCE		1		1		0		0.693		2590		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ05		Com-Indoor-LF+HIDSCEOfSExCZ05		Com-Indoor-LF+HIDSDGOfSExCZ05

		Exterior/None - Office - Small - 06		Office - Small		06		Exterior/None		Com-Indoor-LF+HID		Ex		OfS		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.693		2590		SDG		1		1		0		0.693		2590						Com-Indoor-LF+HIDPGEOfSExCZ06		Com-Indoor-LF+HIDSCEOfSExCZ06		Com-Indoor-LF+HIDSDGOfSExCZ06

		Exterior/None - Office - Small - 07		Office - Small		07		Exterior/None		Com-Indoor-LF+HID		Ex		OfS		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.693		2590						Com-Indoor-LF+HIDPGEOfSExCZ07		Com-Indoor-LF+HIDSCEOfSExCZ07		Com-Indoor-LF+HIDSDGOfSExCZ07

		Exterior/None - Office - Small - 08		Office - Small		08		Exterior/None		Com-Indoor-LF+HID		Ex		OfS		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.693		2590		SDG		1		1		0		0.693		2590						Com-Indoor-LF+HIDPGEOfSExCZ08		Com-Indoor-LF+HIDSCEOfSExCZ08		Com-Indoor-LF+HIDSDGOfSExCZ08

		Exterior/None - Office - Small - 09		Office - Small		09		Exterior/None		Com-Indoor-LF+HID		Ex		OfS		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.693		2590		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ09		Com-Indoor-LF+HIDSCEOfSExCZ09		Com-Indoor-LF+HIDSDGOfSExCZ09

		Exterior/None - Office - Small - 10		Office - Small		10		Exterior/None		Com-Indoor-LF+HID		Ex		OfS		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.693		2590		SDG		1		1		0		0.693		2590						Com-Indoor-LF+HIDPGEOfSExCZ10		Com-Indoor-LF+HIDSCEOfSExCZ10		Com-Indoor-LF+HIDSDGOfSExCZ10

		Exterior/None - Office - Small - 11		Office - Small		11		Exterior/None		Com-Indoor-LF+HID		Ex		OfS		CZ11		Wtd		PGE		1		1		0		0.693		2590		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ11		Com-Indoor-LF+HIDSCEOfSExCZ11		Com-Indoor-LF+HIDSDGOfSExCZ11

		Exterior/None - Office - Small - 12		Office - Small		12		Exterior/None		Com-Indoor-LF+HID		Ex		OfS		CZ12		Wtd		PGE		1		1		0		0.693		2590		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ12		Com-Indoor-LF+HIDSCEOfSExCZ12		Com-Indoor-LF+HIDSDGOfSExCZ12

		Exterior/None - Office - Small - 13		Office - Small		13		Exterior/None		Com-Indoor-LF+HID		Ex		OfS		CZ13		Wtd		PGE		1		1		0		0.693		2590		SCE		1		1		0		0.693		2590		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ13		Com-Indoor-LF+HIDSCEOfSExCZ13		Com-Indoor-LF+HIDSDGOfSExCZ13

		Exterior/None - Office - Small - 14		Office - Small		14		Exterior/None		Com-Indoor-LF+HID		Ex		OfS		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.693		2590		SDG		1		1		0		0.693		2590						Com-Indoor-LF+HIDPGEOfSExCZ14		Com-Indoor-LF+HIDSCEOfSExCZ14		Com-Indoor-LF+HIDSDGOfSExCZ14

		Exterior/None - Office - Small - 15		Office - Small		15		Exterior/None		Com-Indoor-LF+HID		Ex		OfS		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.693		2590		SDG		1		1		0		0.693		2590						Com-Indoor-LF+HIDPGEOfSExCZ15		Com-Indoor-LF+HIDSCEOfSExCZ15		Com-Indoor-LF+HIDSDGOfSExCZ15

		Exterior/None - Office - Small - 16		Office - Small		16		Exterior/None		Com-Indoor-LF+HID		Ex		OfS		CZ16		Wtd		PGE		1		1		0		0.693		2590		SCE		1		1		0		0.693		2590		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEOfSExCZ16		Com-Indoor-LF+HIDSCEOfSExCZ16		Com-Indoor-LF+HIDSDGOfSExCZ16

		Exterior/None - Office - Small - 17		Office - Small		17		Exterior/None		Com-Indoor-LF+HID		Ex		OfS		IOU		Wtd		PGE		1		1		0		0.693		2590		SCE		1		1		0		0.693		2590		SDG		1		1		0		0.693		2590						Com-Indoor-LF+HIDPGEOfSExIOU		Com-Indoor-LF+HIDSCEOfSExIOU		Com-Indoor-LF+HIDSDGOfSExIOU

		Exterior/None - Restaurant - Fast-Food - 01		Restaurant - Fast-Food		01		Exterior/None		Com-Indoor-LF+HID		Ex		RFF		CZ01		Wtd		PGE		1		1		0		0.813		4840		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ01		Com-Indoor-LF+HIDSCERFFExCZ01		Com-Indoor-LF+HIDSDGRFFExCZ01

		Exterior/None - Restaurant - Fast-Food - 02		Restaurant - Fast-Food		02		Exterior/None		Com-Indoor-LF+HID		Ex		RFF		CZ02		Wtd		PGE		1		1		0		0.813		4840		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ02		Com-Indoor-LF+HIDSCERFFExCZ02		Com-Indoor-LF+HIDSDGRFFExCZ02

		Exterior/None - Restaurant - Fast-Food - 03		Restaurant - Fast-Food		03		Exterior/None		Com-Indoor-LF+HID		Ex		RFF		CZ03		Wtd		PGE		1		1		0		0.813		4840		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ03		Com-Indoor-LF+HIDSCERFFExCZ03		Com-Indoor-LF+HIDSDGRFFExCZ03

		Exterior/None - Restaurant - Fast-Food - 04		Restaurant - Fast-Food		04		Exterior/None		Com-Indoor-LF+HID		Ex		RFF		CZ04		Wtd		PGE		1		1		0		0.813		4840		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ04		Com-Indoor-LF+HIDSCERFFExCZ04		Com-Indoor-LF+HIDSDGRFFExCZ04

		Exterior/None - Restaurant - Fast-Food - 05		Restaurant - Fast-Food		05		Exterior/None		Com-Indoor-LF+HID		Ex		RFF		CZ05		Wtd		PGE		1		1		0		0.813		4840		SCE		1		1		0		0.813		4840		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ05		Com-Indoor-LF+HIDSCERFFExCZ05		Com-Indoor-LF+HIDSDGRFFExCZ05

		Exterior/None - Restaurant - Fast-Food - 06		Restaurant - Fast-Food		06		Exterior/None		Com-Indoor-LF+HID		Ex		RFF		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.813		4840		SDG		1		1		0		0.813		4840						Com-Indoor-LF+HIDPGERFFExCZ06		Com-Indoor-LF+HIDSCERFFExCZ06		Com-Indoor-LF+HIDSDGRFFExCZ06

		Exterior/None - Restaurant - Fast-Food - 07		Restaurant - Fast-Food		07		Exterior/None		Com-Indoor-LF+HID		Ex		RFF		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.813		4840						Com-Indoor-LF+HIDPGERFFExCZ07		Com-Indoor-LF+HIDSCERFFExCZ07		Com-Indoor-LF+HIDSDGRFFExCZ07

		Exterior/None - Restaurant - Fast-Food - 08		Restaurant - Fast-Food		08		Exterior/None		Com-Indoor-LF+HID		Ex		RFF		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.813		4840		SDG		1		1		0		0.813		4840						Com-Indoor-LF+HIDPGERFFExCZ08		Com-Indoor-LF+HIDSCERFFExCZ08		Com-Indoor-LF+HIDSDGRFFExCZ08

		Exterior/None - Restaurant - Fast-Food - 09		Restaurant - Fast-Food		09		Exterior/None		Com-Indoor-LF+HID		Ex		RFF		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.813		4840		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ09		Com-Indoor-LF+HIDSCERFFExCZ09		Com-Indoor-LF+HIDSDGRFFExCZ09

		Exterior/None - Restaurant - Fast-Food - 10		Restaurant - Fast-Food		10		Exterior/None		Com-Indoor-LF+HID		Ex		RFF		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.813		4840		SDG		1		1		0		0.813		4840						Com-Indoor-LF+HIDPGERFFExCZ10		Com-Indoor-LF+HIDSCERFFExCZ10		Com-Indoor-LF+HIDSDGRFFExCZ10

		Exterior/None - Restaurant - Fast-Food - 11		Restaurant - Fast-Food		11		Exterior/None		Com-Indoor-LF+HID		Ex		RFF		CZ11		Wtd		PGE		1		1		0		0.813		4840		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ11		Com-Indoor-LF+HIDSCERFFExCZ11		Com-Indoor-LF+HIDSDGRFFExCZ11

		Exterior/None - Restaurant - Fast-Food - 12		Restaurant - Fast-Food		12		Exterior/None		Com-Indoor-LF+HID		Ex		RFF		CZ12		Wtd		PGE		1		1		0		0.813		4840		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ12		Com-Indoor-LF+HIDSCERFFExCZ12		Com-Indoor-LF+HIDSDGRFFExCZ12

		Exterior/None - Restaurant - Fast-Food - 13		Restaurant - Fast-Food		13		Exterior/None		Com-Indoor-LF+HID		Ex		RFF		CZ13		Wtd		PGE		1		1		0		0.813		4840		SCE		1		1		0		0.813		4840		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ13		Com-Indoor-LF+HIDSCERFFExCZ13		Com-Indoor-LF+HIDSDGRFFExCZ13

		Exterior/None - Restaurant - Fast-Food - 14		Restaurant - Fast-Food		14		Exterior/None		Com-Indoor-LF+HID		Ex		RFF		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.813		4840		SDG		1		1		0		0.813		4840						Com-Indoor-LF+HIDPGERFFExCZ14		Com-Indoor-LF+HIDSCERFFExCZ14		Com-Indoor-LF+HIDSDGRFFExCZ14

		Exterior/None - Restaurant - Fast-Food - 15		Restaurant - Fast-Food		15		Exterior/None		Com-Indoor-LF+HID		Ex		RFF		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.813		4840		SDG		1		1		0		0.813		4840						Com-Indoor-LF+HIDPGERFFExCZ15		Com-Indoor-LF+HIDSCERFFExCZ15		Com-Indoor-LF+HIDSDGRFFExCZ15

		Exterior/None - Restaurant - Fast-Food - 16		Restaurant - Fast-Food		16		Exterior/None		Com-Indoor-LF+HID		Ex		RFF		CZ16		Wtd		PGE		1		1		0		0.813		4840		SCE		1		1		0		0.813		4840		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERFFExCZ16		Com-Indoor-LF+HIDSCERFFExCZ16		Com-Indoor-LF+HIDSDGRFFExCZ16

		Exterior/None - Restaurant - Fast-Food - 17		Restaurant - Fast-Food		17		Exterior/None		Com-Indoor-LF+HID		Ex		RFF		IOU		Wtd		PGE		1		1		0		0.813		4840		SCE		1		1		0		0.813		4840		SDG		1		1		0		0.813		4840						Com-Indoor-LF+HIDPGERFFExIOU		Com-Indoor-LF+HIDSCERFFExIOU		Com-Indoor-LF+HIDSDGRFFExIOU

		Exterior/None - Restaurant - Sit-Down - 01		Restaurant - Sit-Down		01		Exterior/None		Com-Indoor-LF+HID		Ex		RSD		CZ01		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ01		Com-Indoor-LF+HIDSCERSDExCZ01		Com-Indoor-LF+HIDSDGRSDExCZ01

		Exterior/None - Restaurant - Sit-Down - 02		Restaurant - Sit-Down		02		Exterior/None		Com-Indoor-LF+HID		Ex		RSD		CZ02		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ02		Com-Indoor-LF+HIDSCERSDExCZ02		Com-Indoor-LF+HIDSDGRSDExCZ02

		Exterior/None - Restaurant - Sit-Down - 03		Restaurant - Sit-Down		03		Exterior/None		Com-Indoor-LF+HID		Ex		RSD		CZ03		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ03		Com-Indoor-LF+HIDSCERSDExCZ03		Com-Indoor-LF+HIDSDGRSDExCZ03

		Exterior/None - Restaurant - Sit-Down - 04		Restaurant - Sit-Down		04		Exterior/None		Com-Indoor-LF+HID		Ex		RSD		CZ04		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ04		Com-Indoor-LF+HIDSCERSDExCZ04		Com-Indoor-LF+HIDSDGRSDExCZ04

		Exterior/None - Restaurant - Sit-Down - 05		Restaurant - Sit-Down		05		Exterior/None		Com-Indoor-LF+HID		Ex		RSD		CZ05		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0.8		4830		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ05		Com-Indoor-LF+HIDSCERSDExCZ05		Com-Indoor-LF+HIDSDGRSDExCZ05

		Exterior/None - Restaurant - Sit-Down - 06		Restaurant - Sit-Down		06		Exterior/None		Com-Indoor-LF+HID		Ex		RSD		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.8		4830		SDG		1		1		0		0.8		4830						Com-Indoor-LF+HIDPGERSDExCZ06		Com-Indoor-LF+HIDSCERSDExCZ06		Com-Indoor-LF+HIDSDGRSDExCZ06

		Exterior/None - Restaurant - Sit-Down - 07		Restaurant - Sit-Down		07		Exterior/None		Com-Indoor-LF+HID		Ex		RSD		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.8		4830						Com-Indoor-LF+HIDPGERSDExCZ07		Com-Indoor-LF+HIDSCERSDExCZ07		Com-Indoor-LF+HIDSDGRSDExCZ07

		Exterior/None - Restaurant - Sit-Down - 08		Restaurant - Sit-Down		08		Exterior/None		Com-Indoor-LF+HID		Ex		RSD		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.8		4830		SDG		1		1		0		0.8		4830						Com-Indoor-LF+HIDPGERSDExCZ08		Com-Indoor-LF+HIDSCERSDExCZ08		Com-Indoor-LF+HIDSDGRSDExCZ08

		Exterior/None - Restaurant - Sit-Down - 09		Restaurant - Sit-Down		09		Exterior/None		Com-Indoor-LF+HID		Ex		RSD		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.8		4830		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ09		Com-Indoor-LF+HIDSCERSDExCZ09		Com-Indoor-LF+HIDSDGRSDExCZ09

		Exterior/None - Restaurant - Sit-Down - 10		Restaurant - Sit-Down		10		Exterior/None		Com-Indoor-LF+HID		Ex		RSD		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.8		4830		SDG		1		1		0		0.8		4830						Com-Indoor-LF+HIDPGERSDExCZ10		Com-Indoor-LF+HIDSCERSDExCZ10		Com-Indoor-LF+HIDSDGRSDExCZ10

		Exterior/None - Restaurant - Sit-Down - 11		Restaurant - Sit-Down		11		Exterior/None		Com-Indoor-LF+HID		Ex		RSD		CZ11		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ11		Com-Indoor-LF+HIDSCERSDExCZ11		Com-Indoor-LF+HIDSDGRSDExCZ11

		Exterior/None - Restaurant - Sit-Down - 12		Restaurant - Sit-Down		12		Exterior/None		Com-Indoor-LF+HID		Ex		RSD		CZ12		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ12		Com-Indoor-LF+HIDSCERSDExCZ12		Com-Indoor-LF+HIDSDGRSDExCZ12

		Exterior/None - Restaurant - Sit-Down - 13		Restaurant - Sit-Down		13		Exterior/None		Com-Indoor-LF+HID		Ex		RSD		CZ13		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0.8		4830		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ13		Com-Indoor-LF+HIDSCERSDExCZ13		Com-Indoor-LF+HIDSDGRSDExCZ13

		Exterior/None - Restaurant - Sit-Down - 14		Restaurant - Sit-Down		14		Exterior/None		Com-Indoor-LF+HID		Ex		RSD		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.8		4830		SDG		1		1		0		0.8		4830						Com-Indoor-LF+HIDPGERSDExCZ14		Com-Indoor-LF+HIDSCERSDExCZ14		Com-Indoor-LF+HIDSDGRSDExCZ14

		Exterior/None - Restaurant - Sit-Down - 15		Restaurant - Sit-Down		15		Exterior/None		Com-Indoor-LF+HID		Ex		RSD		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.8		4830		SDG		1		1		0		0.8		4830						Com-Indoor-LF+HIDPGERSDExCZ15		Com-Indoor-LF+HIDSCERSDExCZ15		Com-Indoor-LF+HIDSDGRSDExCZ15

		Exterior/None - Restaurant - Sit-Down - 16		Restaurant - Sit-Down		16		Exterior/None		Com-Indoor-LF+HID		Ex		RSD		CZ16		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0.8		4830		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERSDExCZ16		Com-Indoor-LF+HIDSCERSDExCZ16		Com-Indoor-LF+HIDSDGRSDExCZ16

		Exterior/None - Restaurant - Sit-Down - 17		Restaurant - Sit-Down		17		Exterior/None		Com-Indoor-LF+HID		Ex		RSD		IOU		Wtd		PGE		1		1		0		0.8		4830		SCE		1		1		0		0.8		4830		SDG		1		1		0		0.8		4830						Com-Indoor-LF+HIDPGERSDExIOU		Com-Indoor-LF+HIDSCERSDExIOU		Com-Indoor-LF+HIDSDGRSDExIOU

		Exterior/None - Retail - Multistory Large - 01		Retail - Multistory Large		01		Exterior/None		Com-Indoor-LF+HID		Ex		Rt3		CZ01		Wtd		PGE		1		1		0		0.759		3380		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ01		Com-Indoor-LF+HIDSCERt3ExCZ01		Com-Indoor-LF+HIDSDGRt3ExCZ01

		Exterior/None - Retail - Multistory Large - 02		Retail - Multistory Large		02		Exterior/None		Com-Indoor-LF+HID		Ex		Rt3		CZ02		Wtd		PGE		1		1		0		0.759		3380		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ02		Com-Indoor-LF+HIDSCERt3ExCZ02		Com-Indoor-LF+HIDSDGRt3ExCZ02

		Exterior/None - Retail - Multistory Large - 03		Retail - Multistory Large		03		Exterior/None		Com-Indoor-LF+HID		Ex		Rt3		CZ03		Wtd		PGE		1		1		0		0.759		3380		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ03		Com-Indoor-LF+HIDSCERt3ExCZ03		Com-Indoor-LF+HIDSDGRt3ExCZ03

		Exterior/None - Retail - Multistory Large - 04		Retail - Multistory Large		04		Exterior/None		Com-Indoor-LF+HID		Ex		Rt3		CZ04		Wtd		PGE		1		1		0		0.759		3380		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ04		Com-Indoor-LF+HIDSCERt3ExCZ04		Com-Indoor-LF+HIDSDGRt3ExCZ04

		Exterior/None - Retail - Multistory Large - 05		Retail - Multistory Large		05		Exterior/None		Com-Indoor-LF+HID		Ex		Rt3		CZ05		Wtd		PGE		1		1		0		0.759		3380		SCE		1		1		0		0.759		3380		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ05		Com-Indoor-LF+HIDSCERt3ExCZ05		Com-Indoor-LF+HIDSDGRt3ExCZ05

		Exterior/None - Retail - Multistory Large - 06		Retail - Multistory Large		06		Exterior/None		Com-Indoor-LF+HID		Ex		Rt3		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.759		3380		SDG		1		1		0		0.759		3380						Com-Indoor-LF+HIDPGERt3ExCZ06		Com-Indoor-LF+HIDSCERt3ExCZ06		Com-Indoor-LF+HIDSDGRt3ExCZ06

		Exterior/None - Retail - Multistory Large - 07		Retail - Multistory Large		07		Exterior/None		Com-Indoor-LF+HID		Ex		Rt3		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.759		3380						Com-Indoor-LF+HIDPGERt3ExCZ07		Com-Indoor-LF+HIDSCERt3ExCZ07		Com-Indoor-LF+HIDSDGRt3ExCZ07

		Exterior/None - Retail - Multistory Large - 08		Retail - Multistory Large		08		Exterior/None		Com-Indoor-LF+HID		Ex		Rt3		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.759		3380		SDG		1		1		0		0.759		3380						Com-Indoor-LF+HIDPGERt3ExCZ08		Com-Indoor-LF+HIDSCERt3ExCZ08		Com-Indoor-LF+HIDSDGRt3ExCZ08

		Exterior/None - Retail - Multistory Large - 09		Retail - Multistory Large		09		Exterior/None		Com-Indoor-LF+HID		Ex		Rt3		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.759		3380		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ09		Com-Indoor-LF+HIDSCERt3ExCZ09		Com-Indoor-LF+HIDSDGRt3ExCZ09

		Exterior/None - Retail - Multistory Large - 10		Retail - Multistory Large		10		Exterior/None		Com-Indoor-LF+HID		Ex		Rt3		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.759		3380		SDG		1		1		0		0.759		3380						Com-Indoor-LF+HIDPGERt3ExCZ10		Com-Indoor-LF+HIDSCERt3ExCZ10		Com-Indoor-LF+HIDSDGRt3ExCZ10

		Exterior/None - Retail - Multistory Large - 11		Retail - Multistory Large		11		Exterior/None		Com-Indoor-LF+HID		Ex		Rt3		CZ11		Wtd		PGE		1		1		0		0.759		3380		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ11		Com-Indoor-LF+HIDSCERt3ExCZ11		Com-Indoor-LF+HIDSDGRt3ExCZ11

		Exterior/None - Retail - Multistory Large - 12		Retail - Multistory Large		12		Exterior/None		Com-Indoor-LF+HID		Ex		Rt3		CZ12		Wtd		PGE		1		1		0		0.759		3380		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ12		Com-Indoor-LF+HIDSCERt3ExCZ12		Com-Indoor-LF+HIDSDGRt3ExCZ12

		Exterior/None - Retail - Multistory Large - 13		Retail - Multistory Large		13		Exterior/None		Com-Indoor-LF+HID		Ex		Rt3		CZ13		Wtd		PGE		1		1		0		0.759		3380		SCE		1		1		0		0.759		3380		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ13		Com-Indoor-LF+HIDSCERt3ExCZ13		Com-Indoor-LF+HIDSDGRt3ExCZ13

		Exterior/None - Retail - Multistory Large - 14		Retail - Multistory Large		14		Exterior/None		Com-Indoor-LF+HID		Ex		Rt3		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.759		3380		SDG		1		1		0		0.759		3380						Com-Indoor-LF+HIDPGERt3ExCZ14		Com-Indoor-LF+HIDSCERt3ExCZ14		Com-Indoor-LF+HIDSDGRt3ExCZ14

		Exterior/None - Retail - Multistory Large - 15		Retail - Multistory Large		15		Exterior/None		Com-Indoor-LF+HID		Ex		Rt3		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.759		3380		SDG		1		1		0		0.759		3380						Com-Indoor-LF+HIDPGERt3ExCZ15		Com-Indoor-LF+HIDSCERt3ExCZ15		Com-Indoor-LF+HIDSDGRt3ExCZ15

		Exterior/None - Retail - Multistory Large - 16		Retail - Multistory Large		16		Exterior/None		Com-Indoor-LF+HID		Ex		Rt3		CZ16		Wtd		PGE		1		1		0		0.759		3380		SCE		1		1		0		0.759		3380		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERt3ExCZ16		Com-Indoor-LF+HIDSCERt3ExCZ16		Com-Indoor-LF+HIDSDGRt3ExCZ16

		Exterior/None - Retail - Multistory Large - 17		Retail - Multistory Large		17		Exterior/None		Com-Indoor-LF+HID		Ex		Rt3		IOU		Wtd		PGE		1		1		0		0.759		3380		SCE		1		1		0		0.759		3380		SDG		1		1		0		0.759		3380						Com-Indoor-LF+HIDPGERt3ExIOU		Com-Indoor-LF+HIDSCERt3ExIOU		Com-Indoor-LF+HIDSDGRt3ExIOU

		Exterior/None - Retail - Single-Story Large - 01		Retail - Single-Story Large		01		Exterior/None		Com-Indoor-LF+HID		Ex		RtL		CZ01		Wtd		PGE		1		1		0		0.848		4270		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ01		Com-Indoor-LF+HIDSCERtLExCZ01		Com-Indoor-LF+HIDSDGRtLExCZ01

		Exterior/None - Retail - Single-Story Large - 02		Retail - Single-Story Large		02		Exterior/None		Com-Indoor-LF+HID		Ex		RtL		CZ02		Wtd		PGE		1		1		0		0.848		4270		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ02		Com-Indoor-LF+HIDSCERtLExCZ02		Com-Indoor-LF+HIDSDGRtLExCZ02

		Exterior/None - Retail - Single-Story Large - 03		Retail - Single-Story Large		03		Exterior/None		Com-Indoor-LF+HID		Ex		RtL		CZ03		Wtd		PGE		1		1		0		0.848		4270		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ03		Com-Indoor-LF+HIDSCERtLExCZ03		Com-Indoor-LF+HIDSDGRtLExCZ03

		Exterior/None - Retail - Single-Story Large - 04		Retail - Single-Story Large		04		Exterior/None		Com-Indoor-LF+HID		Ex		RtL		CZ04		Wtd		PGE		1		1		0		0.848		4270		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ04		Com-Indoor-LF+HIDSCERtLExCZ04		Com-Indoor-LF+HIDSDGRtLExCZ04

		Exterior/None - Retail - Single-Story Large - 05		Retail - Single-Story Large		05		Exterior/None		Com-Indoor-LF+HID		Ex		RtL		CZ05		Wtd		PGE		1		1		0		0.848		4270		SCE		1		1		0		0.848		4270		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ05		Com-Indoor-LF+HIDSCERtLExCZ05		Com-Indoor-LF+HIDSDGRtLExCZ05

		Exterior/None - Retail - Single-Story Large - 06		Retail - Single-Story Large		06		Exterior/None		Com-Indoor-LF+HID		Ex		RtL		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.848		4270		SDG		1		1		0		0.848		4270						Com-Indoor-LF+HIDPGERtLExCZ06		Com-Indoor-LF+HIDSCERtLExCZ06		Com-Indoor-LF+HIDSDGRtLExCZ06

		Exterior/None - Retail - Single-Story Large - 07		Retail - Single-Story Large		07		Exterior/None		Com-Indoor-LF+HID		Ex		RtL		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.848		4270						Com-Indoor-LF+HIDPGERtLExCZ07		Com-Indoor-LF+HIDSCERtLExCZ07		Com-Indoor-LF+HIDSDGRtLExCZ07

		Exterior/None - Retail - Single-Story Large - 08		Retail - Single-Story Large		08		Exterior/None		Com-Indoor-LF+HID		Ex		RtL		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.848		4270		SDG		1		1		0		0.848		4270						Com-Indoor-LF+HIDPGERtLExCZ08		Com-Indoor-LF+HIDSCERtLExCZ08		Com-Indoor-LF+HIDSDGRtLExCZ08

		Exterior/None - Retail - Single-Story Large - 09		Retail - Single-Story Large		09		Exterior/None		Com-Indoor-LF+HID		Ex		RtL		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.848		4270		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ09		Com-Indoor-LF+HIDSCERtLExCZ09		Com-Indoor-LF+HIDSDGRtLExCZ09

		Exterior/None - Retail - Single-Story Large - 10		Retail - Single-Story Large		10		Exterior/None		Com-Indoor-LF+HID		Ex		RtL		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.848		4270		SDG		1		1		0		0.848		4270						Com-Indoor-LF+HIDPGERtLExCZ10		Com-Indoor-LF+HIDSCERtLExCZ10		Com-Indoor-LF+HIDSDGRtLExCZ10

		Exterior/None - Retail - Single-Story Large - 11		Retail - Single-Story Large		11		Exterior/None		Com-Indoor-LF+HID		Ex		RtL		CZ11		Wtd		PGE		1		1		0		0.848		4270		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ11		Com-Indoor-LF+HIDSCERtLExCZ11		Com-Indoor-LF+HIDSDGRtLExCZ11

		Exterior/None - Retail - Single-Story Large - 12		Retail - Single-Story Large		12		Exterior/None		Com-Indoor-LF+HID		Ex		RtL		CZ12		Wtd		PGE		1		1		0		0.848		4270		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ12		Com-Indoor-LF+HIDSCERtLExCZ12		Com-Indoor-LF+HIDSDGRtLExCZ12

		Exterior/None - Retail - Single-Story Large - 13		Retail - Single-Story Large		13		Exterior/None		Com-Indoor-LF+HID		Ex		RtL		CZ13		Wtd		PGE		1		1		0		0.848		4270		SCE		1		1		0		0.848		4270		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ13		Com-Indoor-LF+HIDSCERtLExCZ13		Com-Indoor-LF+HIDSDGRtLExCZ13

		Exterior/None - Retail - Single-Story Large - 14		Retail - Single-Story Large		14		Exterior/None		Com-Indoor-LF+HID		Ex		RtL		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.848		4270		SDG		1		1		0		0.848		4270						Com-Indoor-LF+HIDPGERtLExCZ14		Com-Indoor-LF+HIDSCERtLExCZ14		Com-Indoor-LF+HIDSDGRtLExCZ14

		Exterior/None - Retail - Single-Story Large - 15		Retail - Single-Story Large		15		Exterior/None		Com-Indoor-LF+HID		Ex		RtL		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.848		4270		SDG		1		1		0		0.848		4270						Com-Indoor-LF+HIDPGERtLExCZ15		Com-Indoor-LF+HIDSCERtLExCZ15		Com-Indoor-LF+HIDSDGRtLExCZ15

		Exterior/None - Retail - Single-Story Large - 16		Retail - Single-Story Large		16		Exterior/None		Com-Indoor-LF+HID		Ex		RtL		CZ16		Wtd		PGE		1		1		0		0.848		4270		SCE		1		1		0		0.848		4270		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtLExCZ16		Com-Indoor-LF+HIDSCERtLExCZ16		Com-Indoor-LF+HIDSDGRtLExCZ16

		Exterior/None - Retail - Single-Story Large - 17		Retail - Single-Story Large		17		Exterior/None		Com-Indoor-LF+HID		Ex		RtL		IOU		Wtd		PGE		1		1		0		0.848		4270		SCE		1		1		0		0.848		4270		SDG		1		1		0		0.848		4270						Com-Indoor-LF+HIDPGERtLExIOU		Com-Indoor-LF+HIDSCERtLExIOU		Com-Indoor-LF+HIDSDGRtLExIOU

		Exterior/None - Retail - Small - 01		Retail - Small		01		Exterior/None		Com-Indoor-LF+HID		Ex		RtS		CZ01		Wtd		PGE		1		1		0		0.875		3380		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ01		Com-Indoor-LF+HIDSCERtSExCZ01		Com-Indoor-LF+HIDSDGRtSExCZ01

		Exterior/None - Retail - Small - 02		Retail - Small		02		Exterior/None		Com-Indoor-LF+HID		Ex		RtS		CZ02		Wtd		PGE		1		1		0		0.875		3380		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ02		Com-Indoor-LF+HIDSCERtSExCZ02		Com-Indoor-LF+HIDSDGRtSExCZ02

		Exterior/None - Retail - Small - 03		Retail - Small		03		Exterior/None		Com-Indoor-LF+HID		Ex		RtS		CZ03		Wtd		PGE		1		1		0		0.875		3380		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ03		Com-Indoor-LF+HIDSCERtSExCZ03		Com-Indoor-LF+HIDSDGRtSExCZ03

		Exterior/None - Retail - Small - 04		Retail - Small		04		Exterior/None		Com-Indoor-LF+HID		Ex		RtS		CZ04		Wtd		PGE		1		1		0		0.875		3380		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ04		Com-Indoor-LF+HIDSCERtSExCZ04		Com-Indoor-LF+HIDSDGRtSExCZ04

		Exterior/None - Retail - Small - 05		Retail - Small		05		Exterior/None		Com-Indoor-LF+HID		Ex		RtS		CZ05		Wtd		PGE		1		1		0		0.875		3380		SCE		1		1		0		0.875		3380		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ05		Com-Indoor-LF+HIDSCERtSExCZ05		Com-Indoor-LF+HIDSDGRtSExCZ05

		Exterior/None - Retail - Small - 06		Retail - Small		06		Exterior/None		Com-Indoor-LF+HID		Ex		RtS		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.875		3380		SDG		1		1		0		0.875		3380						Com-Indoor-LF+HIDPGERtSExCZ06		Com-Indoor-LF+HIDSCERtSExCZ06		Com-Indoor-LF+HIDSDGRtSExCZ06

		Exterior/None - Retail - Small - 07		Retail - Small		07		Exterior/None		Com-Indoor-LF+HID		Ex		RtS		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.875		3380						Com-Indoor-LF+HIDPGERtSExCZ07		Com-Indoor-LF+HIDSCERtSExCZ07		Com-Indoor-LF+HIDSDGRtSExCZ07

		Exterior/None - Retail - Small - 08		Retail - Small		08		Exterior/None		Com-Indoor-LF+HID		Ex		RtS		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.875		3380		SDG		1		1		0		0.875		3380						Com-Indoor-LF+HIDPGERtSExCZ08		Com-Indoor-LF+HIDSCERtSExCZ08		Com-Indoor-LF+HIDSDGRtSExCZ08

		Exterior/None - Retail - Small - 09		Retail - Small		09		Exterior/None		Com-Indoor-LF+HID		Ex		RtS		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.875		3380		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ09		Com-Indoor-LF+HIDSCERtSExCZ09		Com-Indoor-LF+HIDSDGRtSExCZ09

		Exterior/None - Retail - Small - 10		Retail - Small		10		Exterior/None		Com-Indoor-LF+HID		Ex		RtS		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.875		3380		SDG		1		1		0		0.875		3380						Com-Indoor-LF+HIDPGERtSExCZ10		Com-Indoor-LF+HIDSCERtSExCZ10		Com-Indoor-LF+HIDSDGRtSExCZ10

		Exterior/None - Retail - Small - 11		Retail - Small		11		Exterior/None		Com-Indoor-LF+HID		Ex		RtS		CZ11		Wtd		PGE		1		1		0		0.875		3380		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ11		Com-Indoor-LF+HIDSCERtSExCZ11		Com-Indoor-LF+HIDSDGRtSExCZ11

		Exterior/None - Retail - Small - 12		Retail - Small		12		Exterior/None		Com-Indoor-LF+HID		Ex		RtS		CZ12		Wtd		PGE		1		1		0		0.875		3380		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ12		Com-Indoor-LF+HIDSCERtSExCZ12		Com-Indoor-LF+HIDSDGRtSExCZ12

		Exterior/None - Retail - Small - 13		Retail - Small		13		Exterior/None		Com-Indoor-LF+HID		Ex		RtS		CZ13		Wtd		PGE		1		1		0		0.875		3380		SCE		1		1		0		0.875		3380		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ13		Com-Indoor-LF+HIDSCERtSExCZ13		Com-Indoor-LF+HIDSDGRtSExCZ13

		Exterior/None - Retail - Small - 14		Retail - Small		14		Exterior/None		Com-Indoor-LF+HID		Ex		RtS		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.875		3380		SDG		1		1		0		0.875		3380						Com-Indoor-LF+HIDPGERtSExCZ14		Com-Indoor-LF+HIDSCERtSExCZ14		Com-Indoor-LF+HIDSDGRtSExCZ14

		Exterior/None - Retail - Small - 15		Retail - Small		15		Exterior/None		Com-Indoor-LF+HID		Ex		RtS		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.875		3380		SDG		1		1		0		0.875		3380						Com-Indoor-LF+HIDPGERtSExCZ15		Com-Indoor-LF+HIDSCERtSExCZ15		Com-Indoor-LF+HIDSDGRtSExCZ15

		Exterior/None - Retail - Small - 16		Retail - Small		16		Exterior/None		Com-Indoor-LF+HID		Ex		RtS		CZ16		Wtd		PGE		1		1		0		0.875		3380		SCE		1		1		0		0.875		3380		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGERtSExCZ16		Com-Indoor-LF+HIDSCERtSExCZ16		Com-Indoor-LF+HIDSDGRtSExCZ16

		Exterior/None - Retail - Small - 17		Retail - Small		17		Exterior/None		Com-Indoor-LF+HID		Ex		RtS		IOU		Wtd		PGE		1		1		0		0.875		3380		SCE		1		1		0		0.875		3380		SDG		1		1		0		0.875		3380						Com-Indoor-LF+HIDPGERtSExIOU		Com-Indoor-LF+HIDSCERtSExIOU		Com-Indoor-LF+HIDSDGRtSExIOU

		Exterior/None - Storage - Conditioned - 01		Storage - Conditioned		01		Exterior/None		Com-Indoor-LF+HID		Ex		SCn		CZ01		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ01		Com-Indoor-LF+HIDSCESCnExCZ01		Com-Indoor-LF+HIDSDGSCnExCZ01

		Exterior/None - Storage - Conditioned - 02		Storage - Conditioned		02		Exterior/None		Com-Indoor-LF+HID		Ex		SCn		CZ02		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ02		Com-Indoor-LF+HIDSCESCnExCZ02		Com-Indoor-LF+HIDSDGSCnExCZ02

		Exterior/None - Storage - Conditioned - 03		Storage - Conditioned		03		Exterior/None		Com-Indoor-LF+HID		Ex		SCn		CZ03		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ03		Com-Indoor-LF+HIDSCESCnExCZ03		Com-Indoor-LF+HIDSDGSCnExCZ03

		Exterior/None - Storage - Conditioned - 04		Storage - Conditioned		04		Exterior/None		Com-Indoor-LF+HID		Ex		SCn		CZ04		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ04		Com-Indoor-LF+HIDSCESCnExCZ04		Com-Indoor-LF+HIDSDGSCnExCZ04

		Exterior/None - Storage - Conditioned - 05		Storage - Conditioned		05		Exterior/None		Com-Indoor-LF+HID		Ex		SCn		CZ05		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0.7		3420		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ05		Com-Indoor-LF+HIDSCESCnExCZ05		Com-Indoor-LF+HIDSDGSCnExCZ05

		Exterior/None - Storage - Conditioned - 06		Storage - Conditioned		06		Exterior/None		Com-Indoor-LF+HID		Ex		SCn		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7		3420		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESCnExCZ06		Com-Indoor-LF+HIDSCESCnExCZ06		Com-Indoor-LF+HIDSDGSCnExCZ06

		Exterior/None - Storage - Conditioned - 07		Storage - Conditioned		07		Exterior/None		Com-Indoor-LF+HID		Ex		SCn		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESCnExCZ07		Com-Indoor-LF+HIDSCESCnExCZ07		Com-Indoor-LF+HIDSDGSCnExCZ07

		Exterior/None - Storage - Conditioned - 08		Storage - Conditioned		08		Exterior/None		Com-Indoor-LF+HID		Ex		SCn		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7		3420		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESCnExCZ08		Com-Indoor-LF+HIDSCESCnExCZ08		Com-Indoor-LF+HIDSDGSCnExCZ08

		Exterior/None - Storage - Conditioned - 09		Storage - Conditioned		09		Exterior/None		Com-Indoor-LF+HID		Ex		SCn		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7		3420		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ09		Com-Indoor-LF+HIDSCESCnExCZ09		Com-Indoor-LF+HIDSDGSCnExCZ09

		Exterior/None - Storage - Conditioned - 10		Storage - Conditioned		10		Exterior/None		Com-Indoor-LF+HID		Ex		SCn		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7		3420		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESCnExCZ10		Com-Indoor-LF+HIDSCESCnExCZ10		Com-Indoor-LF+HIDSDGSCnExCZ10

		Exterior/None - Storage - Conditioned - 11		Storage - Conditioned		11		Exterior/None		Com-Indoor-LF+HID		Ex		SCn		CZ11		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ11		Com-Indoor-LF+HIDSCESCnExCZ11		Com-Indoor-LF+HIDSDGSCnExCZ11

		Exterior/None - Storage - Conditioned - 12		Storage - Conditioned		12		Exterior/None		Com-Indoor-LF+HID		Ex		SCn		CZ12		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ12		Com-Indoor-LF+HIDSCESCnExCZ12		Com-Indoor-LF+HIDSDGSCnExCZ12

		Exterior/None - Storage - Conditioned - 13		Storage - Conditioned		13		Exterior/None		Com-Indoor-LF+HID		Ex		SCn		CZ13		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0.7		3420		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ13		Com-Indoor-LF+HIDSCESCnExCZ13		Com-Indoor-LF+HIDSDGSCnExCZ13

		Exterior/None - Storage - Conditioned - 14		Storage - Conditioned		14		Exterior/None		Com-Indoor-LF+HID		Ex		SCn		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7		3420		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESCnExCZ14		Com-Indoor-LF+HIDSCESCnExCZ14		Com-Indoor-LF+HIDSDGSCnExCZ14

		Exterior/None - Storage - Conditioned - 15		Storage - Conditioned		15		Exterior/None		Com-Indoor-LF+HID		Ex		SCn		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7		3420		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESCnExCZ15		Com-Indoor-LF+HIDSCESCnExCZ15		Com-Indoor-LF+HIDSDGSCnExCZ15

		Exterior/None - Storage - Conditioned - 16		Storage - Conditioned		16		Exterior/None		Com-Indoor-LF+HID		Ex		SCn		CZ16		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0.7		3420		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESCnExCZ16		Com-Indoor-LF+HIDSCESCnExCZ16		Com-Indoor-LF+HIDSDGSCnExCZ16

		Exterior/None - Storage - Conditioned - 17		Storage - Conditioned		17		Exterior/None		Com-Indoor-LF+HID		Ex		SCn		IOU		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0.7		3420		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESCnExIOU		Com-Indoor-LF+HIDSCESCnExIOU		Com-Indoor-LF+HIDSDGSCnExIOU

		Exterior/None - Storage - Unconditioned - 01		Storage - Unconditioned		01		Exterior/None		Com-Indoor-LF+HID		Ex		SUn		CZ01		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ01		Com-Indoor-LF+HIDSCESUnExCZ01		Com-Indoor-LF+HIDSDGSUnExCZ01

		Exterior/None - Storage - Unconditioned - 02		Storage - Unconditioned		02		Exterior/None		Com-Indoor-LF+HID		Ex		SUn		CZ02		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ02		Com-Indoor-LF+HIDSCESUnExCZ02		Com-Indoor-LF+HIDSDGSUnExCZ02

		Exterior/None - Storage - Unconditioned - 03		Storage - Unconditioned		03		Exterior/None		Com-Indoor-LF+HID		Ex		SUn		CZ03		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ03		Com-Indoor-LF+HIDSCESUnExCZ03		Com-Indoor-LF+HIDSDGSUnExCZ03

		Exterior/None - Storage - Unconditioned - 04		Storage - Unconditioned		04		Exterior/None		Com-Indoor-LF+HID		Ex		SUn		CZ04		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ04		Com-Indoor-LF+HIDSCESUnExCZ04		Com-Indoor-LF+HIDSDGSUnExCZ04

		Exterior/None - Storage - Unconditioned - 05		Storage - Unconditioned		05		Exterior/None		Com-Indoor-LF+HID		Ex		SUn		CZ05		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0.7		3420		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ05		Com-Indoor-LF+HIDSCESUnExCZ05		Com-Indoor-LF+HIDSDGSUnExCZ05

		Exterior/None - Storage - Unconditioned - 06		Storage - Unconditioned		06		Exterior/None		Com-Indoor-LF+HID		Ex		SUn		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7		3420		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESUnExCZ06		Com-Indoor-LF+HIDSCESUnExCZ06		Com-Indoor-LF+HIDSDGSUnExCZ06

		Exterior/None - Storage - Unconditioned - 07		Storage - Unconditioned		07		Exterior/None		Com-Indoor-LF+HID		Ex		SUn		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESUnExCZ07		Com-Indoor-LF+HIDSCESUnExCZ07		Com-Indoor-LF+HIDSDGSUnExCZ07

		Exterior/None - Storage - Unconditioned - 08		Storage - Unconditioned		08		Exterior/None		Com-Indoor-LF+HID		Ex		SUn		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7		3420		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESUnExCZ08		Com-Indoor-LF+HIDSCESUnExCZ08		Com-Indoor-LF+HIDSDGSUnExCZ08

		Exterior/None - Storage - Unconditioned - 09		Storage - Unconditioned		09		Exterior/None		Com-Indoor-LF+HID		Ex		SUn		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7		3420		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ09		Com-Indoor-LF+HIDSCESUnExCZ09		Com-Indoor-LF+HIDSDGSUnExCZ09

		Exterior/None - Storage - Unconditioned - 10		Storage - Unconditioned		10		Exterior/None		Com-Indoor-LF+HID		Ex		SUn		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7		3420		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESUnExCZ10		Com-Indoor-LF+HIDSCESUnExCZ10		Com-Indoor-LF+HIDSDGSUnExCZ10

		Exterior/None - Storage - Unconditioned - 11		Storage - Unconditioned		11		Exterior/None		Com-Indoor-LF+HID		Ex		SUn		CZ11		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ11		Com-Indoor-LF+HIDSCESUnExCZ11		Com-Indoor-LF+HIDSDGSUnExCZ11

		Exterior/None - Storage - Unconditioned - 12		Storage - Unconditioned		12		Exterior/None		Com-Indoor-LF+HID		Ex		SUn		CZ12		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ12		Com-Indoor-LF+HIDSCESUnExCZ12		Com-Indoor-LF+HIDSDGSUnExCZ12

		Exterior/None - Storage - Unconditioned - 13		Storage - Unconditioned		13		Exterior/None		Com-Indoor-LF+HID		Ex		SUn		CZ13		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0.7		3420		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ13		Com-Indoor-LF+HIDSCESUnExCZ13		Com-Indoor-LF+HIDSDGSUnExCZ13

		Exterior/None - Storage - Unconditioned - 14		Storage - Unconditioned		14		Exterior/None		Com-Indoor-LF+HID		Ex		SUn		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7		3420		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESUnExCZ14		Com-Indoor-LF+HIDSCESUnExCZ14		Com-Indoor-LF+HIDSDGSUnExCZ14

		Exterior/None - Storage - Unconditioned - 15		Storage - Unconditioned		15		Exterior/None		Com-Indoor-LF+HID		Ex		SUn		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7		3420		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESUnExCZ15		Com-Indoor-LF+HIDSCESUnExCZ15		Com-Indoor-LF+HIDSDGSUnExCZ15

		Exterior/None - Storage - Unconditioned - 16		Storage - Unconditioned		16		Exterior/None		Com-Indoor-LF+HID		Ex		SUn		CZ16		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0.7		3420		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGESUnExCZ16		Com-Indoor-LF+HIDSCESUnExCZ16		Com-Indoor-LF+HIDSDGSUnExCZ16

		Exterior/None - Storage - Unconditioned - 17		Storage - Unconditioned		17		Exterior/None		Com-Indoor-LF+HID		Ex		SUn		IOU		Wtd		PGE		1		1		0		0.7		3420		SCE		1		1		0		0.7		3420		SDG		1		1		0		0.7		3420						Com-Indoor-LF+HIDPGESUnExIOU		Com-Indoor-LF+HIDSCESUnExIOU		Com-Indoor-LF+HIDSDGSUnExIOU

		Exterior/None - Transportation - Communication - Utilities - 01		Transportation - Communication - Utilities		01		Exterior/None		Com-Indoor-LF+HID		Ex		TCU		CZ01		Wtd		PGE		1		1		0		0.7452		3058		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ01		Com-Indoor-LF+HIDSCETCUExCZ01		Com-Indoor-LF+HIDSDGTCUExCZ01

		Exterior/None - Transportation - Communication - Utilities - 02		Transportation - Communication - Utilities		02		Exterior/None		Com-Indoor-LF+HID		Ex		TCU		CZ02		Wtd		PGE		1		1		0		0.7452		3058		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ02		Com-Indoor-LF+HIDSCETCUExCZ02		Com-Indoor-LF+HIDSDGTCUExCZ02

		Exterior/None - Transportation - Communication - Utilities - 03		Transportation - Communication - Utilities		03		Exterior/None		Com-Indoor-LF+HID		Ex		TCU		CZ03		Wtd		PGE		1		1		0		0.7452		3058		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ03		Com-Indoor-LF+HIDSCETCUExCZ03		Com-Indoor-LF+HIDSDGTCUExCZ03

		Exterior/None - Transportation - Communication - Utilities - 04		Transportation - Communication - Utilities		04		Exterior/None		Com-Indoor-LF+HID		Ex		TCU		CZ04		Wtd		PGE		1		1		0		0.7452		3058		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ04		Com-Indoor-LF+HIDSCETCUExCZ04		Com-Indoor-LF+HIDSDGTCUExCZ04

		Exterior/None - Transportation - Communication - Utilities - 05		Transportation - Communication - Utilities		05		Exterior/None		Com-Indoor-LF+HID		Ex		TCU		CZ05		Wtd		PGE		1		1		0		0.7452		3058		SCE		1		1		0		0.7452		3058		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ05		Com-Indoor-LF+HIDSCETCUExCZ05		Com-Indoor-LF+HIDSDGTCUExCZ05

		Exterior/None - Transportation - Communication - Utilities - 06		Transportation - Communication - Utilities		06		Exterior/None		Com-Indoor-LF+HID		Ex		TCU		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7452		3058		SDG		1		1		0		0.7452		3058						Com-Indoor-LF+HIDPGETCUExCZ06		Com-Indoor-LF+HIDSCETCUExCZ06		Com-Indoor-LF+HIDSDGTCUExCZ06

		Exterior/None - Transportation - Communication - Utilities - 07		Transportation - Communication - Utilities		07		Exterior/None		Com-Indoor-LF+HID		Ex		TCU		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.7452		3058						Com-Indoor-LF+HIDPGETCUExCZ07		Com-Indoor-LF+HIDSCETCUExCZ07		Com-Indoor-LF+HIDSDGTCUExCZ07

		Exterior/None - Transportation - Communication - Utilities - 08		Transportation - Communication - Utilities		08		Exterior/None		Com-Indoor-LF+HID		Ex		TCU		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7452		3058		SDG		1		1		0		0.7452		3058						Com-Indoor-LF+HIDPGETCUExCZ08		Com-Indoor-LF+HIDSCETCUExCZ08		Com-Indoor-LF+HIDSDGTCUExCZ08

		Exterior/None - Transportation - Communication - Utilities - 09		Transportation - Communication - Utilities		09		Exterior/None		Com-Indoor-LF+HID		Ex		TCU		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7452		3058		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ09		Com-Indoor-LF+HIDSCETCUExCZ09		Com-Indoor-LF+HIDSDGTCUExCZ09

		Exterior/None - Transportation - Communication - Utilities - 10		Transportation - Communication - Utilities		10		Exterior/None		Com-Indoor-LF+HID		Ex		TCU		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7452		3058		SDG		1		1		0		0.7452		3058						Com-Indoor-LF+HIDPGETCUExCZ10		Com-Indoor-LF+HIDSCETCUExCZ10		Com-Indoor-LF+HIDSDGTCUExCZ10

		Exterior/None - Transportation - Communication - Utilities - 11		Transportation - Communication - Utilities		11		Exterior/None		Com-Indoor-LF+HID		Ex		TCU		CZ11		Wtd		PGE		1		1		0		0.7452		3058		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ11		Com-Indoor-LF+HIDSCETCUExCZ11		Com-Indoor-LF+HIDSDGTCUExCZ11

		Exterior/None - Transportation - Communication - Utilities - 12		Transportation - Communication - Utilities		12		Exterior/None		Com-Indoor-LF+HID		Ex		TCU		CZ12		Wtd		PGE		1		1		0		0.7452		3058		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ12		Com-Indoor-LF+HIDSCETCUExCZ12		Com-Indoor-LF+HIDSDGTCUExCZ12

		Exterior/None - Transportation - Communication - Utilities - 13		Transportation - Communication - Utilities		13		Exterior/None		Com-Indoor-LF+HID		Ex		TCU		CZ13		Wtd		PGE		1		1		0		0.7452		3058		SCE		1		1		0		0.7452		3058		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ13		Com-Indoor-LF+HIDSCETCUExCZ13		Com-Indoor-LF+HIDSDGTCUExCZ13

		Exterior/None - Transportation - Communication - Utilities - 14		Transportation - Communication - Utilities		14		Exterior/None		Com-Indoor-LF+HID		Ex		TCU		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7452		3058		SDG		1		1		0		0.7452		3058						Com-Indoor-LF+HIDPGETCUExCZ14		Com-Indoor-LF+HIDSCETCUExCZ14		Com-Indoor-LF+HIDSDGTCUExCZ14

		Exterior/None - Transportation - Communication - Utilities - 15		Transportation - Communication - Utilities		15		Exterior/None		Com-Indoor-LF+HID		Ex		TCU		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.7452		3058		SDG		1		1		0		0.7452		3058						Com-Indoor-LF+HIDPGETCUExCZ15		Com-Indoor-LF+HIDSCETCUExCZ15		Com-Indoor-LF+HIDSDGTCUExCZ15

		Exterior/None - Transportation - Communication - Utilities - 16		Transportation - Communication - Utilities		16		Exterior/None		Com-Indoor-LF+HID		Ex		TCU		CZ16		Wtd		PGE		1		1		0		0.7452		3058		SCE		1		1		0		0.7452		3058		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGETCUExCZ16		Com-Indoor-LF+HIDSCETCUExCZ16		Com-Indoor-LF+HIDSDGTCUExCZ16

		Exterior/None - Transportation - Communication - Utilities - 17		Transportation - Communication - Utilities		17		Exterior/None		Com-Indoor-LF+HID		Ex		TCU		IOU		Wtd		PGE		1		1		0		0.7452		3058		SCE		1		1		0		0.7452		3058		SDG		1		1		0		0.7452		3058						Com-Indoor-LF+HIDPGETCUExIOU		Com-Indoor-LF+HIDSCETCUExIOU		Com-Indoor-LF+HIDSDGTCUExIOU

		Exterior/None - Warehouse - Refrigerated - 01		Warehouse - Refrigerated		01		Exterior/None		Com-Indoor-LF+HID		Ex		WRf		CZ01		Wtd		PGE		1		1		0		0.556		4770		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ01		Com-Indoor-LF+HIDSCEWRfExCZ01		Com-Indoor-LF+HIDSDGWRfExCZ01

		Exterior/None - Warehouse - Refrigerated - 02		Warehouse - Refrigerated		02		Exterior/None		Com-Indoor-LF+HID		Ex		WRf		CZ02		Wtd		PGE		1		1		0		0.556		4770		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ02		Com-Indoor-LF+HIDSCEWRfExCZ02		Com-Indoor-LF+HIDSDGWRfExCZ02

		Exterior/None - Warehouse - Refrigerated - 03		Warehouse - Refrigerated		03		Exterior/None		Com-Indoor-LF+HID		Ex		WRf		CZ03		Wtd		PGE		1		1		0		0.556		4770		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ03		Com-Indoor-LF+HIDSCEWRfExCZ03		Com-Indoor-LF+HIDSDGWRfExCZ03

		Exterior/None - Warehouse - Refrigerated - 04		Warehouse - Refrigerated		04		Exterior/None		Com-Indoor-LF+HID		Ex		WRf		CZ04		Wtd		PGE		1		1		0		0.556		4770		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ04		Com-Indoor-LF+HIDSCEWRfExCZ04		Com-Indoor-LF+HIDSDGWRfExCZ04

		Exterior/None - Warehouse - Refrigerated - 05		Warehouse - Refrigerated		05		Exterior/None		Com-Indoor-LF+HID		Ex		WRf		CZ05		Wtd		PGE		1		1		0		0.556		4770		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ05		Com-Indoor-LF+HIDSCEWRfExCZ05		Com-Indoor-LF+HIDSDGWRfExCZ05

		Exterior/None - Warehouse - Refrigerated - 06		Warehouse - Refrigerated		06		Exterior/None		Com-Indoor-LF+HID		Ex		WRf		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.556		4770		SDG		1		1		0		0.556		4770						Com-Indoor-LF+HIDPGEWRfExCZ06		Com-Indoor-LF+HIDSCEWRfExCZ06		Com-Indoor-LF+HIDSDGWRfExCZ06

		Exterior/None - Warehouse - Refrigerated - 07		Warehouse - Refrigerated		07		Exterior/None		Com-Indoor-LF+HID		Ex		WRf		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.556		4770						Com-Indoor-LF+HIDPGEWRfExCZ07		Com-Indoor-LF+HIDSCEWRfExCZ07		Com-Indoor-LF+HIDSDGWRfExCZ07

		Exterior/None - Warehouse - Refrigerated - 08		Warehouse - Refrigerated		08		Exterior/None		Com-Indoor-LF+HID		Ex		WRf		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.556		4770		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ08		Com-Indoor-LF+HIDSCEWRfExCZ08		Com-Indoor-LF+HIDSDGWRfExCZ08

		Exterior/None - Warehouse - Refrigerated - 09		Warehouse - Refrigerated		09		Exterior/None		Com-Indoor-LF+HID		Ex		WRf		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.556		4770		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ09		Com-Indoor-LF+HIDSCEWRfExCZ09		Com-Indoor-LF+HIDSDGWRfExCZ09

		Exterior/None - Warehouse - Refrigerated - 10		Warehouse - Refrigerated		10		Exterior/None		Com-Indoor-LF+HID		Ex		WRf		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.556		4770		SDG		1		1		0		0.556		4770						Com-Indoor-LF+HIDPGEWRfExCZ10		Com-Indoor-LF+HIDSCEWRfExCZ10		Com-Indoor-LF+HIDSDGWRfExCZ10

		Exterior/None - Warehouse - Refrigerated - 11		Warehouse - Refrigerated		11		Exterior/None		Com-Indoor-LF+HID		Ex		WRf		CZ11		Wtd		PGE		1		1		0		0.556		4770		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ11		Com-Indoor-LF+HIDSCEWRfExCZ11		Com-Indoor-LF+HIDSDGWRfExCZ11

		Exterior/None - Warehouse - Refrigerated - 12		Warehouse - Refrigerated		12		Exterior/None		Com-Indoor-LF+HID		Ex		WRf		CZ12		Wtd		PGE		1		1		0		0.556		4770		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ12		Com-Indoor-LF+HIDSCEWRfExCZ12		Com-Indoor-LF+HIDSDGWRfExCZ12

		Exterior/None - Warehouse - Refrigerated - 13		Warehouse - Refrigerated		13		Exterior/None		Com-Indoor-LF+HID		Ex		WRf		CZ13		Wtd		PGE		1		1		0		0.556		4770		SCE		1		1		0		0.556		4770		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ13		Com-Indoor-LF+HIDSCEWRfExCZ13		Com-Indoor-LF+HIDSDGWRfExCZ13

		Exterior/None - Warehouse - Refrigerated - 14		Warehouse - Refrigerated		14		Exterior/None		Com-Indoor-LF+HID		Ex		WRf		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.556		4770		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ14		Com-Indoor-LF+HIDSCEWRfExCZ14		Com-Indoor-LF+HIDSDGWRfExCZ14

		Exterior/None - Warehouse - Refrigerated - 15		Warehouse - Refrigerated		15		Exterior/None		Com-Indoor-LF+HID		Ex		WRf		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.556		4770		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ15		Com-Indoor-LF+HIDSCEWRfExCZ15		Com-Indoor-LF+HIDSDGWRfExCZ15

		Exterior/None - Warehouse - Refrigerated - 16		Warehouse - Refrigerated		16		Exterior/None		Com-Indoor-LF+HID		Ex		WRf		CZ16		Wtd		PGE		1		1		0		0.556		4770		SCE		1		1		0		0.556		4770		SDG		1		1		0		0		0						Com-Indoor-LF+HIDPGEWRfExCZ16		Com-Indoor-LF+HIDSCEWRfExCZ16		Com-Indoor-LF+HIDSDGWRfExCZ16

		Exterior/None - Warehouse - Refrigerated - 17		Warehouse - Refrigerated		17		Exterior/None		Com-Indoor-LF+HID		Ex		WRf		IOU		Wtd		PGE		1		1		0		0.556		4770		SCE		1		1		0		0.556		4770		SDG		1		1		0		0.556		4770						Com-Indoor-LF+HIDPGEWRfExIOU		Com-Indoor-LF+HIDSCEWRfExIOU		Com-Indoor-LF+HIDSDGWRfExIOU

		Exterior/None - Commercial Weighted - 17		Commercial Weighted		17		Exterior/None		Com-Indoor-LF+HID		Ex		Com		IOU		Wtd		PGE		1		1		0		0.635		3190		SCE		1		1		0		0.68		3230		SDG		1		1		0		0.688		3180						Com-Indoor-LF+HIDPGEComExIOU		Com-Indoor-LF+HIDSCEComExIOU		Com-Indoor-LF+HIDSDGComExIOU

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 01		Residential Mobile Home - Double-Wide		01		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ01		Wtd		PGE		0.99		1.19		-0.00871		0.172		7474		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ01		Res-Indoor-CFLSCEDMoExCZ01		Res-Indoor-CFLSDGDMoExCZ01

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 02		Residential Mobile Home - Double-Wide		02		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ02		Wtd		PGE		1.02		1.23		-0.00652		0.172		7474		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ02		Res-Indoor-CFLSCEDMoExCZ02		Res-Indoor-CFLSDGDMoExCZ02

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 03		Residential Mobile Home - Double-Wide		03		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ03		Wtd		PGE		1.04		1.22		-0.0059		0.172		7474		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ03		Res-Indoor-CFLSCEDMoExCZ03		Res-Indoor-CFLSDGDMoExCZ03

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 04		Residential Mobile Home - Double-Wide		04		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ04		Wtd		PGE		1.05		1.23		-0.0053		0.172		7474		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ04		Res-Indoor-CFLSCEDMoExCZ04		Res-Indoor-CFLSDGDMoExCZ04

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 05		Residential Mobile Home - Double-Wide		05		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ05		Wtd		PGE		1.04		1.2		-0.0058		0.172		7474		SCE		1.07		1.26		-0.0049		0.172		7474		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ05		Res-Indoor-CFLSCEDMoExCZ05		Res-Indoor-CFLSDGDMoExCZ05

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 06		Residential Mobile Home - Double-Wide		06		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.27		-0.0032		0.172		7474		SDG		1.11		1.26		-0.0033		0.172		7474		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ06		Res-Indoor-CFLSCEDMoExCZ06		Res-Indoor-CFLSDGDMoExCZ06

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 07		Residential Mobile Home - Double-Wide		07		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.13		1.26		-0.0029		0.172		7474		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ07		Res-Indoor-CFLSCEDMoExCZ07		Res-Indoor-CFLSDGDMoExCZ07

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 08		Residential Mobile Home - Double-Wide		08		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.28		-0.0028		0.172		7474		SDG		1.12		1.27		-0.0029		0.172		7474		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ08		Res-Indoor-CFLSCEDMoExCZ08		Res-Indoor-CFLSDGDMoExCZ08

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 09		Residential Mobile Home - Double-Wide		09		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.3		-0.0029		0.172		7474		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ09		Res-Indoor-CFLSCEDMoExCZ09		Res-Indoor-CFLSDGDMoExCZ09

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 10		Residential Mobile Home - Double-Wide		10		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.29		-0.0033		0.172		7474		SDG		1.12		1.28		-0.0033		0.172		7474		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ10		Res-Indoor-CFLSCEDMoExCZ10		Res-Indoor-CFLSDGDMoExCZ10

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 11		Residential Mobile Home - Double-Wide		11		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ11		Wtd		PGE		1.04		1.24		-0.0059		0.172		7474		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ11		Res-Indoor-CFLSCEDMoExCZ11		Res-Indoor-CFLSDGDMoExCZ11

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 12		Residential Mobile Home - Double-Wide		12		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ12		Wtd		PGE		1.03		1.24		-0.006		0.172		7474		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ12		Res-Indoor-CFLSCEDMoExCZ12		Res-Indoor-CFLSDGDMoExCZ12

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 13		Residential Mobile Home - Double-Wide		13		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ13		Wtd		PGE		1.07		1.25		-0.0048		0.172		7474		SCE		1.1		1.32		-0.0041		0.172		7474		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ13		Res-Indoor-CFLSCEDMoExCZ13		Res-Indoor-CFLSDGDMoExCZ13

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 14		Residential Mobile Home - Double-Wide		14		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.31		-0.0044		0.172		7474		SDG		1.07		1.31		-0.0045		0.172		7474		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ14		Res-Indoor-CFLSCEDMoExCZ14		Res-Indoor-CFLSDGDMoExCZ14

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 15		Residential Mobile Home - Double-Wide		15		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.19		1.32		-0.0016		0.172		7474		SDG		1.18		1.32		-0.0016		0.172		7474		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ15		Res-Indoor-CFLSCEDMoExCZ15		Res-Indoor-CFLSDGDMoExCZ15

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 16		Residential Mobile Home - Double-Wide		16		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ16		Wtd		PGE		0.93		1.22		-0.00948		0.172		7474		SCE		0.94		1.29		-0.00813		0.172		7474		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ16		Res-Indoor-CFLSCEDMoExCZ16		Res-Indoor-CFLSDGDMoExCZ16

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 17		Residential Mobile Home - Double-Wide		17		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		IOU		Wtd		PGE		1.04		1.23		-0.00586		0.172		7474		SCE		1.14		1.28		-0.00307		0.172		7474		SDG		1.13		1.26		-0.00295		0.172		7474		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExIOU		Res-Indoor-CFLSCEDMoExIOU		Res-Indoor-CFLSDGDMoExIOU

		Res - Interior - Common - Residential Multi-Family - 01		Residential Multi-Family		01		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ01		Wtd		PGE		0.99		1.19		-0.00871		0.172		7474		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ01		Res-Indoor-CFLSCEMFmExCZ01		Res-Indoor-CFLSDGMFmExCZ01

		Res - Interior - Common - Residential Multi-Family - 02		Residential Multi-Family		02		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ02		Wtd		PGE		1.02		1.23		-0.00652		0.172		7474		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ02		Res-Indoor-CFLSCEMFmExCZ02		Res-Indoor-CFLSDGMFmExCZ02

		Res - Interior - Common - Residential Multi-Family - 03		Residential Multi-Family		03		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ03		Wtd		PGE		1.04		1.22		-0.0059		0.172		7474		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ03		Res-Indoor-CFLSCEMFmExCZ03		Res-Indoor-CFLSDGMFmExCZ03

		Res - Interior - Common - Residential Multi-Family - 04		Residential Multi-Family		04		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ04		Wtd		PGE		1.05		1.23		-0.0053		0.172		7474		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ04		Res-Indoor-CFLSCEMFmExCZ04		Res-Indoor-CFLSDGMFmExCZ04

		Res - Interior - Common - Residential Multi-Family - 05		Residential Multi-Family		05		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ05		Wtd		PGE		1.04		1.2		-0.0058		0.172		7474		SCE		1.07		1.26		-0.0049		0.172		7474		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ05		Res-Indoor-CFLSCEMFmExCZ05		Res-Indoor-CFLSDGMFmExCZ05

		Res - Interior - Common - Residential Multi-Family - 06		Residential Multi-Family		06		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.27		-0.0032		0.172		7474		SDG		1.11		1.26		-0.0033		0.172		7474		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ06		Res-Indoor-CFLSCEMFmExCZ06		Res-Indoor-CFLSDGMFmExCZ06

		Res - Interior - Common - Residential Multi-Family - 07		Residential Multi-Family		07		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.13		1.26		-0.0029		0.172		7474		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ07		Res-Indoor-CFLSCEMFmExCZ07		Res-Indoor-CFLSDGMFmExCZ07

		Res - Interior - Common - Residential Multi-Family - 08		Residential Multi-Family		08		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.28		-0.0028		0.172		7474		SDG		1.12		1.27		-0.0029		0.172		7474		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ08		Res-Indoor-CFLSCEMFmExCZ08		Res-Indoor-CFLSDGMFmExCZ08

		Res - Interior - Common - Residential Multi-Family - 09		Residential Multi-Family		09		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.3		-0.0029		0.172		7474		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ09		Res-Indoor-CFLSCEMFmExCZ09		Res-Indoor-CFLSDGMFmExCZ09

		Res - Interior - Common - Residential Multi-Family - 10		Residential Multi-Family		10		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.29		-0.0033		0.172		7474		SDG		1.12		1.28		-0.0033		0.172		7474		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ10		Res-Indoor-CFLSCEMFmExCZ10		Res-Indoor-CFLSDGMFmExCZ10

		Res - Interior - Common - Residential Multi-Family - 11		Residential Multi-Family		11		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ11		Wtd		PGE		1.04		1.24		-0.0059		0.172		7474		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ11		Res-Indoor-CFLSCEMFmExCZ11		Res-Indoor-CFLSDGMFmExCZ11

		Res - Interior - Common - Residential Multi-Family - 12		Residential Multi-Family		12		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ12		Wtd		PGE		1.03		1.24		-0.006		0.172		7474		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ12		Res-Indoor-CFLSCEMFmExCZ12		Res-Indoor-CFLSDGMFmExCZ12

		Res - Interior - Common - Residential Multi-Family - 13		Residential Multi-Family		13		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ13		Wtd		PGE		1.07		1.25		-0.0048		0.172		7474		SCE		1.1		1.32		-0.0041		0.172		7474		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ13		Res-Indoor-CFLSCEMFmExCZ13		Res-Indoor-CFLSDGMFmExCZ13

		Res - Interior - Common - Residential Multi-Family - 14		Residential Multi-Family		14		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.31		-0.0044		0.172		7474		SDG		1.07		1.31		-0.0045		0.172		7474		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ14		Res-Indoor-CFLSCEMFmExCZ14		Res-Indoor-CFLSDGMFmExCZ14

		Res - Interior - Common - Residential Multi-Family - 15		Residential Multi-Family		15		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.19		1.32		-0.0016		0.172		7474		SDG		1.18		1.32		-0.0016		0.172		7474		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ15		Res-Indoor-CFLSCEMFmExCZ15		Res-Indoor-CFLSDGMFmExCZ15

		Res - Interior - Common - Residential Multi-Family - 16		Residential Multi-Family		16		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ16		Wtd		PGE		0.93		1.22		-0.00948		0.172		7474		SCE		0.94		1.29		-0.00813		0.172		7474		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ16		Res-Indoor-CFLSCEMFmExCZ16		Res-Indoor-CFLSDGMFmExCZ16

		Res - Interior - Common - Residential Multi-Family - 17		Residential Multi-Family		17		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		IOU		Wtd		PGE		1.04		1.23		-0.00586		0.172		7474		SCE		1.14		1.28		-0.00307		0.172		7474		SDG		1.13		1.26		-0.00295		0.172		7474		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExIOU		Res-Indoor-CFLSCEMFmExIOU		Res-Indoor-CFLSDGMFmExIOU

		Res - Interior - Common - Residential Single Family - 01		Residential Single Family		01		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ01		Wtd		PGE		0.97		1.01		-0.0311		0.049		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ01		Res-Indoor-CFLSCESFmExCZ01		Res-Indoor-CFLSDGSFmExCZ01

		Res - Interior - Common - Residential Single Family - 02		Residential Single Family		02		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ02		Wtd		PGE		0.99		1.26		-0.027		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ02		Res-Indoor-CFLSCESFmExCZ02		Res-Indoor-CFLSDGSFmExCZ02

		Res - Interior - Common - Residential Single Family - 03		Residential Single Family		03		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ03		Wtd		PGE		0.97		1.08		-0.0311		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ03		Res-Indoor-CFLSCESFmExCZ03		Res-Indoor-CFLSDGSFmExCZ03

		Res - Interior - Common - Residential Single Family - 04		Residential Single Family		04		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ04		Wtd		PGE		1.02		1.35		-0.024		0.043		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ04		Res-Indoor-CFLSCESFmExCZ04		Res-Indoor-CFLSDGSFmExCZ04

		Res - Interior - Common - Residential Single Family - 05		Residential Single Family		05		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ05		Wtd		PGE		0.97		1.08		-0.0331		0.047		541		SCE		0.98		1.12		-0.032		0.047		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ05		Res-Indoor-CFLSCESFmExCZ05		Res-Indoor-CFLSDGSFmExCZ05

		Res - Interior - Common - Residential Single Family - 06		Residential Single Family		06		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.02		1.19		-0.022		0.043		541		SDG		1.03		1.19		-0.022		0.043		541						Res-Indoor-CFLPGESFmExCZ06		Res-Indoor-CFLSCESFmExCZ06		Res-Indoor-CFLSDGSFmExCZ06

		Res - Interior - Common - Residential Single Family - 07		Residential Single Family		07		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.02		1.11		-0.018		0.047		541						Res-Indoor-CFLPGESFmExCZ07		Res-Indoor-CFLSCESFmExCZ07		Res-Indoor-CFLSDGSFmExCZ07

		Res - Interior - Common - Residential Single Family - 08		Residential Single Family		08		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.05		1.26		-0.018		0.047		541		SDG		1.08		1.42		-0.019		0.047		541						Res-Indoor-CFLPGESFmExCZ08		Res-Indoor-CFLSCESFmExCZ08		Res-Indoor-CFLSDGSFmExCZ08

		Res - Interior - Common - Residential Single Family - 09		Residential Single Family		09		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.49		-0.0211		0.045		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ09		Res-Indoor-CFLSCESFmExCZ09		Res-Indoor-CFLSDGSFmExCZ09

		Res - Interior - Common - Residential Single Family - 10		Residential Single Family		10		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.64		-0.0211		0.043		541		SDG		1.07		1.49		-0.0211		0.043		541						Res-Indoor-CFLPGESFmExCZ10		Res-Indoor-CFLSCESFmExCZ10		Res-Indoor-CFLSDGSFmExCZ10

		Res - Interior - Common - Residential Single Family - 11		Residential Single Family		11		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ11		Wtd		PGE		1.09		1.6		-0.024		0.044		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ11		Res-Indoor-CFLSCESFmExCZ11		Res-Indoor-CFLSDGSFmExCZ11

		Res - Interior - Common - Residential Single Family - 12		Residential Single Family		12		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ12		Wtd		PGE		1.06		1.53		-0.025		0.045		541		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ12		Res-Indoor-CFLSCESFmExCZ12		Res-Indoor-CFLSDGSFmExCZ12

		Res - Interior - Common - Residential Single Family - 13		Residential Single Family		13		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ13		Wtd		PGE		1.11		1.56		-0.022		0.045		541		SCE		1.11		1.56		-0.022		0.045		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ13		Res-Indoor-CFLSCESFmExCZ13		Res-Indoor-CFLSDGSFmExCZ13

		Res - Interior - Common - Residential Single Family - 14		Residential Single Family		14		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.47		-0.025		0.043		541		SDG		1.09		1.36		-0.0229		0.043		541						Res-Indoor-CFLPGESFmExCZ14		Res-Indoor-CFLSCESFmExCZ14		Res-Indoor-CFLSDGSFmExCZ14

		Res - Interior - Common - Residential Single Family - 15		Residential Single Family		15		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.21		1.63		-0.014		0.044		541		SDG		1.21		1.68		-0.013		0.044		541						Res-Indoor-CFLPGESFmExCZ15		Res-Indoor-CFLSCESFmExCZ15		Res-Indoor-CFLSDGSFmExCZ15

		Res - Interior - Common - Residential Single Family - 16		Residential Single Family		16		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ16		Wtd		PGE		1		1.35		-0.036		0.045		541		SCE		1.01		1.41		-0.036		0.045		541		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ16		Res-Indoor-CFLSCESFmExCZ16		Res-Indoor-CFLSDGSFmExCZ16

		Res - Interior - Common - Residential Single Family - 17		Residential Single Family		17		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		IOU		Wtd		PGE		1.03		1.36		-0.0266		0.0441		541		SCE		1.08		1.42		-0.0214		0.0445		541		SDG		1.04		1.23		-0.0192		0.0454		541						Res-Indoor-CFLPGESFmExIOU		Res-Indoor-CFLSCESFmExIOU		Res-Indoor-CFLSDGSFmExIOU

		Res - Interior - Common - Residential Weighted - 17		Residential Weighted		17		Res - Interior - Common		Res-Indoor-CFL		Ex		Res		IOU		Wtd		PGE		1.0221		1.3267		-0.02722		0.0441		541		SCE		1.0745		1.398		-0.02137		0.0444		541		SDG		1.0346		1.2339		-0.01939		0.0455		541						Res-Indoor-CFLPGEResExIOU		Res-Indoor-CFLSCEResExIOU		Res-Indoor-CFLSDGResExIOU

		Res - Interior - Dwelling - Residential Mobile Home - Double-Wide		Residential Mobile Home - Double-Wide		N/A		Res - Interior - Dwelling		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		7474		SCE		N/A		N/A		N/A		N/A		7474		SDG		N/A		N/A		N/A		N/A		7474		Operating hours have been mapped to Lodging - Motel.				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Interior - Dwelling - Residential Multi-Family		Residential Multi-Family		N/A		Res - Interior - Dwelling		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		7474		SCE		N/A		N/A		N/A		N/A		7474		SDG		N/A		N/A		N/A		N/A		7474		Operating hours have been mapped to Lodging - Motel.				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Interior - Dwelling - Residential Single Family		Residential Single Family		N/A		Res - Interior - Dwelling		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		541		SCE		N/A		N/A		N/A		N/A		541		SDG		N/A		N/A		N/A		N/A		541						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Interior - Common - Residential Mobile Home - Double-Wide		Residential Mobile Home - Double-Wide		N/A		Res - Interior - Common		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		7474		SCE		N/A		N/A		N/A		N/A		7474		SDG		N/A		N/A		N/A		N/A		7474		Operating hours have been mapped to Lodging - Motel.				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Interior - Common - Residential Multi-Family		Residential Multi-Family		N/A		Res - Interior - Common		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		7474		SCE		N/A		N/A		N/A		N/A		7474		SDG		N/A		N/A		N/A		N/A		7474		Operating hours have been mapped to Lodging - Motel.				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Interior - Common - Residential Single Family		Residential Single Family		N/A		Res - Interior - Common		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		541		SCE		N/A		N/A		N/A		N/A		541		SDG		N/A		N/A		N/A		N/A		541						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Exterior - Dwelling - Residential Mobile Home - Double-Wide		Residential Mobile Home - Double-Wide		N/A		Res - Exterior - Dwelling		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		1248.3		SCE		N/A		N/A		N/A		N/A		1248.3		SDG		N/A		N/A		N/A		N/A		1248.3		DEER2011				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Exterior - Dwelling - Residential Multi-Family		Residential Multi-Family		N/A		Res - Exterior - Dwelling		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		1248.3		SCE		N/A		N/A		N/A		N/A		1248.3		SDG		N/A		N/A		N/A		N/A		1248.3		DEER2011				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Exterior - Dwelling - Residential Single Family		Residential Single Family		N/A		Res - Exterior - Dwelling		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		1248.3		SCE		N/A		N/A		N/A		N/A		1248.3		SDG		N/A		N/A		N/A		N/A		1248.3		DEER2011				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Exterior - Common - Residential Mobile Home - Double-Wide		Residential Mobile Home - Double-Wide		N/A		Res - Exterior - Common		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		3390.3		SCE		N/A		N/A		N/A		N/A		3390.3		SDG		N/A		N/A		N/A		N/A		3390.3		06-08 Impact Study				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Exterior - Common - Residential Multi-Family		Residential Multi-Family		N/A		Res - Exterior - Common		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		3390.3		SCE		N/A		N/A		N/A		N/A		3390.3		SDG		N/A		N/A		N/A		N/A		3390.3		06-08 Impact Study				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Exterior - Common - Residential Single Family		Residential Single Family		N/A		Res - Exterior - Common		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		1248.3		SCE		N/A		N/A		N/A		N/A		1248.3		SDG		N/A		N/A		N/A		N/A		1248.3		DEER2011				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		12 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		4380		SCE		N/A		N/A		N/A		N/A		4380		SDG		N/A		N/A		N/A		N/A		4380						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		14 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		5110		SCE		N/A		N/A		N/A		N/A		5110		SDG		N/A		N/A		N/A		N/A		5110						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		16 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		5840		SCE		N/A		N/A		N/A		N/A		5840		SDG		N/A		N/A		N/A		N/A		5840						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		18 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		6570		SCE		N/A		N/A		N/A		N/A		6570		SDG		N/A		N/A		N/A		N/A		6570						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		20 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		7300		SCE		N/A		N/A		N/A		N/A		7300		SDG		N/A		N/A		N/A		N/A		7300						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		22 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		8030		SCE		N/A		N/A		N/A		N/A		8030		SDG		N/A		N/A		N/A		N/A		8030						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		24 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		8760		SCE		N/A		N/A		N/A		N/A		8760		SDG		N/A		N/A		N/A		N/A		8760						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A





Exit IE v2.0

		Vlookup Tabs		SCE Syntax on building Name		vlookup CZ		VersionSrc		Technology		BldgVint		BldgType		BldgLoc		BldgHVAC		IOU		kWh/kWh		kW/kW		therm/kWh		Coincidence Diversity		Operating Hours		IOU		kWh/kWh		kW/kW		therm/kWh		Coincidence Diversity		Operating Hours		IOU		kWh/kWh		kW/kW		therm/kWh		Coincidence Diversity		Operating Hours						PGE Lookup		SCE Lookup		SDG Lookup

		Residential Mobile Home - Double-Wide - 01		Residential Mobile Home - Double-Wide		01		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ01		Wtd		PGE		0.96		1.07		-0.0261		0.049		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ01		Res-Indoor-CFLSCEDMoExCZ01		Res-Indoor-CFLSDGDMoExCZ01

		Residential Mobile Home - Double-Wide - 02		Residential Mobile Home - Double-Wide		02		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ02		Wtd		PGE		1.09		1.77		-0.0211		0.043		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ02		Res-Indoor-CFLSCEDMoExCZ02		Res-Indoor-CFLSDGDMoExCZ02

		Residential Mobile Home - Double-Wide - 03		Residential Mobile Home - Double-Wide		03		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ03		Wtd		PGE		1.03		1.46		-0.022		0.043		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ03		Res-Indoor-CFLSCEDMoExCZ03		Res-Indoor-CFLSDGDMoExCZ03

		Residential Mobile Home - Double-Wide - 04		Residential Mobile Home - Double-Wide		04		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ04		Wtd		PGE		1.12		1.59		-0.019		0.043		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ04		Res-Indoor-CFLSCEDMoExCZ04		Res-Indoor-CFLSDGDMoExCZ04

		Residential Mobile Home - Double-Wide - 05		Residential Mobile Home - Double-Wide		05		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ05		Wtd		PGE		0.97		1.12		-0.025		0.047		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ05		Res-Indoor-CFLSCEDMoExCZ05		Res-Indoor-CFLSDGDMoExCZ05

		Residential Mobile Home - Double-Wide - 06		Residential Mobile Home - Double-Wide		06		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.04		1.18		-0.016		0.043		8760		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ06		Res-Indoor-CFLSCEDMoExCZ06		Res-Indoor-CFLSDGDMoExCZ06

		Residential Mobile Home - Double-Wide - 07		Residential Mobile Home - Double-Wide		07		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.03		1.21		-0.015		0.047		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ07		Res-Indoor-CFLSCEDMoExCZ07		Res-Indoor-CFLSDGDMoExCZ07

		Residential Mobile Home - Double-Wide - 08		Residential Mobile Home - Double-Wide		08		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.21		1.57		-0.016		0.047		8760		SDG		1.15		1.44		-0.015		0.047		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ08		Res-Indoor-CFLSCEDMoExCZ08		Res-Indoor-CFLSDGDMoExCZ08

		Residential Mobile Home - Double-Wide - 09		Residential Mobile Home - Double-Wide		09		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.62		-0.017		0.045		8760		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ09		Res-Indoor-CFLSCEDMoExCZ09		Res-Indoor-CFLSDGDMoExCZ09

		Residential Mobile Home - Double-Wide - 10		Residential Mobile Home - Double-Wide		10		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.24		1.8		-0.015		0.043		8760		SDG		1.2		1.67		-0.015		0.043		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ10		Res-Indoor-CFLSCEDMoExCZ10		Res-Indoor-CFLSDGDMoExCZ10

		Residential Mobile Home - Double-Wide - 11		Residential Mobile Home - Double-Wide		11		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ11		Wtd		PGE		1.15		1.75		-0.022		0.044		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ11		Res-Indoor-CFLSCEDMoExCZ11		Res-Indoor-CFLSDGDMoExCZ11

		Residential Mobile Home - Double-Wide - 12		Residential Mobile Home - Double-Wide		12		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ12		Wtd		PGE		1.14		1.79		-0.02		0.045		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ12		Res-Indoor-CFLSCEDMoExCZ12		Res-Indoor-CFLSDGDMoExCZ12

		Residential Mobile Home - Double-Wide - 13		Residential Mobile Home - Double-Wide		13		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ13		Wtd		PGE		1.19		1.76		-0.018		0.045		8760		SCE		1.21		1.82		-0.018		0.045		8760		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ13		Res-Indoor-CFLSCEDMoExCZ13		Res-Indoor-CFLSDGDMoExCZ13

		Residential Mobile Home - Double-Wide - 14		Residential Mobile Home - Double-Wide		14		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.23		1.6		-0.018		0.043		8760		SDG		1.02		1.12		-0.017		0.043		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ14		Res-Indoor-CFLSCEDMoExCZ14		Res-Indoor-CFLSDGDMoExCZ14

		Residential Mobile Home - Double-Wide - 15		Residential Mobile Home - Double-Wide		15		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.35		1.65		-0.011		0.044		8760		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ15		Res-Indoor-CFLSCEDMoExCZ15		Res-Indoor-CFLSDGDMoExCZ15

		Residential Mobile Home - Double-Wide - 16		Residential Mobile Home - Double-Wide		16		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		CZ16		Wtd		PGE		1		1.4		-0.0311		0.045		8760		SCE		1.05		1.68		-0.0311		0.045		8760		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ16		Res-Indoor-CFLSCEDMoExCZ16		Res-Indoor-CFLSDGDMoExCZ16

		Residential Mobile Home - Double-Wide - 17		Residential Mobile Home - Double-Wide		17		DO8 v3.02		Res-Indoor-CFL		Ex		DMo		IOU		Wtd		PGE		1.11		1.66		-0.0214		0.0444		8760		SCE		1.18		1.61		-0.0173		0.0442		8760		SDG		1.11		1.42		-0.015		0.0451		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExIOU		Res-Indoor-CFLSCEDMoExIOU		Res-Indoor-CFLSDGDMoExIOU

		Residential Multi-Family - 01		Residential Multi-Family		01		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ01		Wtd		PGE		0.92		1.01		-0.027		0.049		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ01		Res-Indoor-CFLSCEMFmExCZ01		Res-Indoor-CFLSDGMFmExCZ01

		Residential Multi-Family - 02		Residential Multi-Family		02		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ02		Wtd		PGE		0.97		1.22		-0.0211		0.043		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ02		Res-Indoor-CFLSCEMFmExCZ02		Res-Indoor-CFLSDGMFmExCZ02

		Residential Multi-Family - 03		Residential Multi-Family		03		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ03		Wtd		PGE		0.94		1.03		-0.0229		0.043		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ03		Res-Indoor-CFLSCEMFmExCZ03		Res-Indoor-CFLSDGMFmExCZ03

		Residential Multi-Family - 04		Residential Multi-Family		04		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ04		Wtd		PGE		0.99		1.21		-0.019		0.043		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ04		Res-Indoor-CFLSCEMFmExCZ04		Res-Indoor-CFLSDGMFmExCZ04

		Residential Multi-Family - 05		Residential Multi-Family		05		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ05		Wtd		PGE		0.96		1.06		-0.022		0.047		8760		SCE		1		1.01		-0.0261		0.047		8760		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ05		Res-Indoor-CFLSCEMFmExCZ05		Res-Indoor-CFLSDGMFmExCZ05

		Residential Multi-Family - 06		Residential Multi-Family		06		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1		1.12		-0.017		0.043		8760		SDG		1.01		1.13		-0.017		0.043		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ06		Res-Indoor-CFLSCEMFmExCZ06		Res-Indoor-CFLSDGMFmExCZ06

		Residential Multi-Family - 07		Residential Multi-Family		07		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1		1.13		-0.014		0.047		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ07		Res-Indoor-CFLSCEMFmExCZ07		Res-Indoor-CFLSDGMFmExCZ07

		Residential Multi-Family - 08		Residential Multi-Family		08		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.04		1.26		-0.014		0.047		8760		SDG		1.07		1.34		-0.013		0.047		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ08		Res-Indoor-CFLSCEMFmExCZ08		Res-Indoor-CFLSDGMFmExCZ08

		Residential Multi-Family - 09		Residential Multi-Family		09		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.4		-0.014		0.045		8760		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ09		Res-Indoor-CFLSCEMFmExCZ09		Res-Indoor-CFLSDGMFmExCZ09

		Residential Multi-Family - 10		Residential Multi-Family		10		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.5		-0.015		0.043		8760		SDG		1.06		1.45		-0.015		0.043		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ10		Res-Indoor-CFLSCEMFmExCZ10		Res-Indoor-CFLSDGMFmExCZ10

		Residential Multi-Family - 11		Residential Multi-Family		11		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ11		Wtd		PGE		1.08		1.55		-0.018		0.044		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ11		Res-Indoor-CFLSCEMFmExCZ11		Res-Indoor-CFLSDGMFmExCZ11

		Residential Multi-Family - 12		Residential Multi-Family		12		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ12		Wtd		PGE		1.04		1.48		-0.02		0.045		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ12		Res-Indoor-CFLSCEMFmExCZ12		Res-Indoor-CFLSDGMFmExCZ12

		Residential Multi-Family - 13		Residential Multi-Family		13		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ13		Wtd		PGE		1.1		1.44		-0.017		0.045		8760		SCE		1.1		1.41		-0.016		0.045		8760		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ13		Res-Indoor-CFLSCEMFmExCZ13		Res-Indoor-CFLSDGMFmExCZ13

		Residential Multi-Family - 14		Residential Multi-Family		14		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.44		-0.017		0.043		8760		SDG		1.13		1.42		-0.017		0.043		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ14		Res-Indoor-CFLSCEMFmExCZ14		Res-Indoor-CFLSDGMFmExCZ14

		Residential Multi-Family - 15		Residential Multi-Family		15		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.22		1.45		-0.0086		0.044		8760		SDG		1.22		1.45		-0.00889		0.044		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ15		Res-Indoor-CFLSCEMFmExCZ15		Res-Indoor-CFLSDGMFmExCZ15

		Residential Multi-Family - 16		Residential Multi-Family		16		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		CZ16		Wtd		PGE		1		1.31		-0.024		0.045		8760		SCE		1		1.35		-0.024		0.045		8760		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ16		Res-Indoor-CFLSCEMFmExCZ16		Res-Indoor-CFLSDGMFmExCZ16

		Residential Multi-Family - 17		Residential Multi-Family		17		DO8 v3.02		Res-Indoor-CFL		Ex		MFm		IOU		Wtd		PGE		0.99		1.21		-0.0209		0.0437		8760		SCE		1.05		1.28		-0.0151		0.0446		8760		SDG		1.02		1.2		-0.0143		0.046		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExIOU		Res-Indoor-CFLSCEMFmExIOU		Res-Indoor-CFLSDGMFmExIOU

		Residential Single Family - 01		Residential Single Family		01		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ01		Wtd		PGE		0.97		1.01		-0.0311		0.049		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ01		Res-Indoor-CFLSCESFmExCZ01		Res-Indoor-CFLSDGSFmExCZ01

		Residential Single Family - 02		Residential Single Family		02		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ02		Wtd		PGE		0.99		1.26		-0.027		0.043		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ02		Res-Indoor-CFLSCESFmExCZ02		Res-Indoor-CFLSDGSFmExCZ02

		Residential Single Family - 03		Residential Single Family		03		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ03		Wtd		PGE		0.97		1.08		-0.0311		0.043		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ03		Res-Indoor-CFLSCESFmExCZ03		Res-Indoor-CFLSDGSFmExCZ03

		Residential Single Family - 04		Residential Single Family		04		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ04		Wtd		PGE		1.02		1.35		-0.024		0.043		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ04		Res-Indoor-CFLSCESFmExCZ04		Res-Indoor-CFLSDGSFmExCZ04

		Residential Single Family - 05		Residential Single Family		05		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ05		Wtd		PGE		0.97		1.08		-0.0331		0.047		8760		SCE		0.98		1.12		-0.032		0.047		8760		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ05		Res-Indoor-CFLSCESFmExCZ05		Res-Indoor-CFLSDGSFmExCZ05

		Residential Single Family - 06		Residential Single Family		06		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.02		1.19		-0.022		0.043		8760		SDG		1.03		1.19		-0.022		0.043		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ06		Res-Indoor-CFLSCESFmExCZ06		Res-Indoor-CFLSDGSFmExCZ06

		Residential Single Family - 07		Residential Single Family		07		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.02		1.11		-0.018		0.047		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ07		Res-Indoor-CFLSCESFmExCZ07		Res-Indoor-CFLSDGSFmExCZ07

		Residential Single Family - 08		Residential Single Family		08		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.05		1.26		-0.018		0.047		8760		SDG		1.08		1.42		-0.019		0.047		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ08		Res-Indoor-CFLSCESFmExCZ08		Res-Indoor-CFLSDGSFmExCZ08

		Residential Single Family - 09		Residential Single Family		09		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.49		-0.0211		0.045		8760		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ09		Res-Indoor-CFLSCESFmExCZ09		Res-Indoor-CFLSDGSFmExCZ09

		Residential Single Family - 10		Residential Single Family		10		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.64		-0.0211		0.043		8760		SDG		1.07		1.49		-0.0211		0.043		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ10		Res-Indoor-CFLSCESFmExCZ10		Res-Indoor-CFLSDGSFmExCZ10

		Residential Single Family - 11		Residential Single Family		11		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ11		Wtd		PGE		1.09		1.6		-0.024		0.044		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ11		Res-Indoor-CFLSCESFmExCZ11		Res-Indoor-CFLSDGSFmExCZ11

		Residential Single Family - 12		Residential Single Family		12		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ12		Wtd		PGE		1.06		1.53		-0.025		0.045		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ12		Res-Indoor-CFLSCESFmExCZ12		Res-Indoor-CFLSDGSFmExCZ12

		Residential Single Family - 13		Residential Single Family		13		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ13		Wtd		PGE		1.11		1.56		-0.022		0.045		8760		SCE		1.11		1.56		-0.022		0.045		8760		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ13		Res-Indoor-CFLSCESFmExCZ13		Res-Indoor-CFLSDGSFmExCZ13

		Residential Single Family - 14		Residential Single Family		14		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.47		-0.025		0.043		8760		SDG		1.09		1.36		-0.0229		0.043		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ14		Res-Indoor-CFLSCESFmExCZ14		Res-Indoor-CFLSDGSFmExCZ14

		Residential Single Family - 15		Residential Single Family		15		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.21		1.63		-0.014		0.044		8760		SDG		1.21		1.68		-0.013		0.044		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ15		Res-Indoor-CFLSCESFmExCZ15		Res-Indoor-CFLSDGSFmExCZ15

		Residential Single Family - 16		Residential Single Family		16		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		CZ16		Wtd		PGE		1		1.35		-0.036		0.045		8760		SCE		1.01		1.41		-0.036		0.045		8760		SDG		0		0		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ16		Res-Indoor-CFLSCESFmExCZ16		Res-Indoor-CFLSDGSFmExCZ16

		Residential Single Family - 17		Residential Single Family		17		DO8 v3.02		Res-Indoor-CFL		Ex		SFm		IOU		Wtd		PGE		1.03		1.36		-0.0266		0.0441		8760		SCE		1.08		1.42		-0.0214		0.0445		8760		SDG		1.04		1.23		-0.0192		0.0454		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExIOU		Res-Indoor-CFLSCESFmExIOU		Res-Indoor-CFLSDGSFmExIOU

		Residential Weighted - 17		Residential Weighted		17		DO8 v3.02		Res-Indoor-CFL		Ex		Res		IOU		Wtd		PGE		1.02		1.33		-0.0248		0.044		541		SCE		1.07		1.39		-0.0196		0.0445		541		SDG		1.04		1.23		-0.0175		0.0456		541		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEResExIOU		Res-Indoor-CFLSCEResExIOU		Res-Indoor-CFLSDGResExIOU

		Agricultural - 01		Agricultural		01		DO8 v3.02		Com-Indoor-Exit		Ex		Agr		CZ01		Wtd		PGE		0.998		1.144		-0.004081		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAgrExCZ01		Com-Indoor-ExitSCEAgrExCZ01		Com-Indoor-ExitSDGAgrExCZ01

		Agricultural - 02		Agricultural		02		DO8 v3.02		Com-Indoor-Exit		Ex		Agr		CZ02		Wtd		PGE		1.016		1.152		-0.002694		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAgrExCZ02		Com-Indoor-ExitSCEAgrExCZ02		Com-Indoor-ExitSDGAgrExCZ02

		Agricultural - 03		Agricultural		03		DO8 v3.02		Com-Indoor-Exit		Ex		Agr		CZ03		Wtd		PGE		1.017		1.143		-0.0024		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAgrExCZ03		Com-Indoor-ExitSCEAgrExCZ03		Com-Indoor-ExitSDGAgrExCZ03

		Agricultural - 04		Agricultural		04		DO8 v3.02		Com-Indoor-Exit		Ex		Agr		CZ04		Wtd		PGE		1.023		1.136		-0.00221		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAgrExCZ04		Com-Indoor-ExitSCEAgrExCZ04		Com-Indoor-ExitSDGAgrExCZ04

		Agricultural - 05		Agricultural		05		DO8 v3.02		Com-Indoor-Exit		Ex		Agr		CZ05		Wtd		PGE		1.023		1.168		-0.00189		1		8760		SCE		1.035		1.22		-0.00188		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAgrExCZ05		Com-Indoor-ExitSCEAgrExCZ05		Com-Indoor-ExitSDGAgrExCZ05

		Agricultural - 06		Agricultural		06		DO8 v3.02		Com-Indoor-Exit		Ex		Agr		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.05		1.191		-0.00103		1		8760		SDG		1.042		1.191		-0.001167		1		8760						Com-Indoor-ExitPGEAgrExCZ06		Com-Indoor-ExitSCEAgrExCZ06		Com-Indoor-ExitSDGAgrExCZ06

		Agricultural - 07		Agricultural		07		DO8 v3.02		Com-Indoor-Exit		Ex		Agr		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.043		1.206		-0.000813		1		8760						Com-Indoor-ExitPGEAgrExCZ07		Com-Indoor-ExitSCEAgrExCZ07		Com-Indoor-ExitSDGAgrExCZ07

		Agricultural - 08		Agricultural		08		DO8 v3.02		Com-Indoor-Exit		Ex		Agr		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.055		1.204		-0.000906		1		8760		SDG		1.047		1.202		-0.000999		1		8760						Com-Indoor-ExitPGEAgrExCZ08		Com-Indoor-ExitSCEAgrExCZ08		Com-Indoor-ExitSDGAgrExCZ08

		Agricultural - 09		Agricultural		09		DO8 v3.02		Com-Indoor-Exit		Ex		Agr		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.06		1.192		-0.00081		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAgrExCZ09		Com-Indoor-ExitSCEAgrExCZ09		Com-Indoor-ExitSDGAgrExCZ09

		Agricultural - 10		Agricultural		10		DO8 v3.02		Com-Indoor-Exit		Ex		Agr		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.041		1.189		-0.001		1		8760		SDG		1.047		1.203		-0.0009779		1		8760						Com-Indoor-ExitPGEAgrExCZ10		Com-Indoor-ExitSCEAgrExCZ10		Com-Indoor-ExitSDGAgrExCZ10

		Agricultural - 11		Agricultural		11		DO8 v3.02		Com-Indoor-Exit		Ex		Agr		CZ11		Wtd		PGE		1.017		1.132		-0.003041		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAgrExCZ11		Com-Indoor-ExitSCEAgrExCZ11		Com-Indoor-ExitSDGAgrExCZ11

		Agricultural - 12		Agricultural		12		DO8 v3.02		Com-Indoor-Exit		Ex		Agr		CZ12		Wtd		PGE		1.018		1.163		-0.00265		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAgrExCZ12		Com-Indoor-ExitSCEAgrExCZ12		Com-Indoor-ExitSDGAgrExCZ12

		Agricultural - 13		Agricultural		13		DO8 v3.02		Com-Indoor-Exit		Ex		Agr		CZ13		Wtd		PGE		1.032		1.136		-0.00215		1		8760		SCE		1.04		1.173		-0.00224		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAgrExCZ13		Com-Indoor-ExitSCEAgrExCZ13		Com-Indoor-ExitSDGAgrExCZ13

		Agricultural - 14		Agricultural		14		DO8 v3.02		Com-Indoor-Exit		Ex		Agr		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.034		1.186		-0.00256		1		8760		SDG		1.031		1.188		-0.002711		1		8760						Com-Indoor-ExitPGEAgrExCZ14		Com-Indoor-ExitSCEAgrExCZ14		Com-Indoor-ExitSDGAgrExCZ14

		Agricultural - 15		Agricultural		15		DO8 v3.02		Com-Indoor-Exit		Ex		Agr		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.076		1.144		-0.00055		1		8760		SDG		1.085		1.15		-0.0005239		1		8760						Com-Indoor-ExitPGEAgrExCZ15		Com-Indoor-ExitSCEAgrExCZ15		Com-Indoor-ExitSDGAgrExCZ15

		Agricultural - 16		Agricultural		16		DO8 v3.02		Com-Indoor-Exit		Ex		Agr		CZ16		Wtd		PGE		0.981		1.136		-0.00569		1		8760		SCE		0.982		1.172		-0.00563		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAgrExCZ16		Com-Indoor-ExitSCEAgrExCZ16		Com-Indoor-ExitSDGAgrExCZ16

		Agricultural - 17		Agricultural		17		DO8 v3.02		Com-Indoor-Exit		Ex		Agr		IOU		Wtd		PGE		1.018		1.144		-0.002477		1		8760		SCE		1.05		1.19		-0.001114		1		8760		SDG		1.043		1.205		-0.0008862		1		8760						Com-Indoor-ExitPGEAgrExIOU		Com-Indoor-ExitSCEAgrExIOU		Com-Indoor-ExitSDGAgrExIOU

		Assembly - 01		Assembly		01		DO8 v3.02		Com-Indoor-Exit		Ex		Asm		CZ01		Wtd		PGE		0.97		1.21		-0.017		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAsmExCZ01		Com-Indoor-ExitSCEAsmExCZ01		Com-Indoor-ExitSDGAsmExCZ01

		Assembly - 02		Assembly		02		DO8 v3.02		Com-Indoor-Exit		Ex		Asm		CZ02		Wtd		PGE		1.03		1.25		-0.011		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAsmExCZ02		Com-Indoor-ExitSCEAsmExCZ02		Com-Indoor-ExitSDGAsmExCZ02

		Assembly - 03		Assembly		03		DO8 v3.02		Com-Indoor-Exit		Ex		Asm		CZ03		Wtd		PGE		1.04		1.27		-0.012		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAsmExCZ03		Com-Indoor-ExitSCEAsmExCZ03		Com-Indoor-ExitSDGAsmExCZ03

		Assembly - 04		Assembly		04		DO8 v3.02		Com-Indoor-Exit		Ex		Asm		CZ04		Wtd		PGE		1.05		1.27		-0.0097		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAsmExCZ04		Com-Indoor-ExitSCEAsmExCZ04		Com-Indoor-ExitSDGAsmExCZ04

		Assembly - 05		Assembly		05		DO8 v3.02		Com-Indoor-Exit		Ex		Asm		CZ05		Wtd		PGE		1.04		1.23		-0.00979		1		8760		SCE		1.07		1.3		-0.0096		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAsmExCZ05		Com-Indoor-ExitSCEAsmExCZ05		Com-Indoor-ExitSDGAsmExCZ05

		Assembly - 06		Assembly		06		DO8 v3.02		Com-Indoor-Exit		Ex		Asm		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.37		-0.0071		1		8760		SDG		1.1		1.36		-0.008		1		8760						Com-Indoor-ExitPGEAsmExCZ06		Com-Indoor-ExitSCEAsmExCZ06		Com-Indoor-ExitSDGAsmExCZ06

		Assembly - 07		Assembly		07		DO8 v3.02		Com-Indoor-Exit		Ex		Asm		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.1		1.39		-0.0051		1		8760						Com-Indoor-ExitPGEAsmExCZ07		Com-Indoor-ExitSCEAsmExCZ07		Com-Indoor-ExitSDGAsmExCZ07

		Assembly - 08		Assembly		08		DO8 v3.02		Com-Indoor-Exit		Ex		Asm		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.35		-0.006		1		8760		SDG		1.1		1.34		-0.0064		1		8760						Com-Indoor-ExitPGEAsmExCZ08		Com-Indoor-ExitSCEAsmExCZ08		Com-Indoor-ExitSDGAsmExCZ08

		Assembly - 09		Assembly		09		DO8 v3.02		Com-Indoor-Exit		Ex		Asm		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.38		-0.0054		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAsmExCZ09		Com-Indoor-ExitSCEAsmExCZ09		Com-Indoor-ExitSDGAsmExCZ09

		Assembly - 10		Assembly		10		DO8 v3.02		Com-Indoor-Exit		Ex		Asm		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.12		-0.0059		1		8760		SDG		1.1		1.13		-0.0063		1		8760						Com-Indoor-ExitPGEAsmExCZ10		Com-Indoor-ExitSCEAsmExCZ10		Com-Indoor-ExitSDGAsmExCZ10

		Assembly - 11		Assembly		11		DO8 v3.02		Com-Indoor-Exit		Ex		Asm		CZ11		Wtd		PGE		1.03		1.25		-0.00979		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAsmExCZ11		Com-Indoor-ExitSCEAsmExCZ11		Com-Indoor-ExitSDGAsmExCZ11

		Assembly - 12		Assembly		12		DO8 v3.02		Com-Indoor-Exit		Ex		Asm		CZ12		Wtd		PGE		1.03		1.27		-0.01		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAsmExCZ12		Com-Indoor-ExitSCEAsmExCZ12		Com-Indoor-ExitSDGAsmExCZ12

		Assembly - 13		Assembly		13		DO8 v3.02		Com-Indoor-Exit		Ex		Asm		CZ13		Wtd		PGE		1.07		1.23		-0.0082		1		8760		SCE		1.09		1.29		-0.00811		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAsmExCZ13		Com-Indoor-ExitSCEAsmExCZ13		Com-Indoor-ExitSDGAsmExCZ13

		Assembly - 14		Assembly		14		DO8 v3.02		Com-Indoor-Exit		Ex		Asm		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.19		-0.009		1		8760		SDG		1.07		1.19		-0.0097		1		8760						Com-Indoor-ExitPGEAsmExCZ14		Com-Indoor-ExitSCEAsmExCZ14		Com-Indoor-ExitSDGAsmExCZ14

		Assembly - 15		Assembly		15		DO8 v3.02		Com-Indoor-Exit		Ex		Asm		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.2		1.27		-0.0026		1		8760		SDG		1.22		1.28		-0.0028		1		8760						Com-Indoor-ExitPGEAsmExCZ15		Com-Indoor-ExitSCEAsmExCZ15		Com-Indoor-ExitSDGAsmExCZ15

		Assembly - 16		Assembly		16		DO8 v3.02		Com-Indoor-Exit		Ex		Asm		CZ16		Wtd		PGE		0.97		1.1		-0.015		1		8760		SCE		0.98		1.13		-0.015		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEAsmExCZ16		Com-Indoor-ExitSCEAsmExCZ16		Com-Indoor-ExitSDGAsmExCZ16

		Assembly - 17		Assembly		17		DO8 v3.02		Com-Indoor-Exit		Ex		Asm		IOU		Wtd		PGE		1.04		1.26		-0.0106		1		8760		SCE		1.11		1.3		-0.0063		1		8760		SDG		1.1		1.31		-0.00563		1		8760						Com-Indoor-ExitPGEAsmExIOU		Com-Indoor-ExitSCEAsmExIOU		Com-Indoor-ExitSDGAsmExIOU

		Education - Community College - 01		Education - Community College		01		DO8 v3.02		Com-Indoor-Exit		Ex		ECC		CZ01		Wtd		PGE		0.99		1.39		-0.021		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEECCExCZ01		Com-Indoor-ExitSCEECCExCZ01		Com-Indoor-ExitSDGECCExCZ01

		Education - Community College - 02		Education - Community College		02		DO8 v3.02		Com-Indoor-Exit		Ex		ECC		CZ02		Wtd		PGE		1.02		1.44		-0.016		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEECCExCZ02		Com-Indoor-ExitSCEECCExCZ02		Com-Indoor-ExitSDGECCExCZ02

		Education - Community College - 03		Education - Community College		03		DO8 v3.02		Com-Indoor-Exit		Ex		ECC		CZ03		Wtd		PGE		1.04		1.38		-0.014		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEECCExCZ03		Com-Indoor-ExitSCEECCExCZ03		Com-Indoor-ExitSDGECCExCZ03

		Education - Community College - 04		Education - Community College		04		DO8 v3.02		Com-Indoor-Exit		Ex		ECC		CZ04		Wtd		PGE		1.05		1.46		-0.013		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEECCExCZ04		Com-Indoor-ExitSCEECCExCZ04		Com-Indoor-ExitSDGECCExCZ04

		Education - Community College - 05		Education - Community College		05		DO8 v3.02		Com-Indoor-Exit		Ex		ECC		CZ05		Wtd		PGE		1.06		1.54		-0.012		1		8760		SCE		1.09		1.55		-0.011		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEECCExCZ05		Com-Indoor-ExitSCEECCExCZ05		Com-Indoor-ExitSDGECCExCZ05

		Education - Community College - 06		Education - Community College		06		DO8 v3.02		Com-Indoor-Exit		Ex		ECC		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.46		-0.0067		1		8760		SDG		1.09		1.43		-0.0068		1		8760						Com-Indoor-ExitPGEECCExCZ06		Com-Indoor-ExitSCEECCExCZ06		Com-Indoor-ExitSDGECCExCZ06

		Education - Community College - 07		Education - Community College		07		DO8 v3.02		Com-Indoor-Exit		Ex		ECC		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.13		1.48		-0.00521		1		8760						Com-Indoor-ExitPGEECCExCZ07		Com-Indoor-ExitSCEECCExCZ07		Com-Indoor-ExitSDGECCExCZ07

		Education - Community College - 08		Education - Community College		08		DO8 v3.02		Com-Indoor-Exit		Ex		ECC		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.5		-0.00521		1		8760		SDG		1.14		1.48		-0.00561		1		8760						Com-Indoor-ExitPGEECCExCZ08		Com-Indoor-ExitSCEECCExCZ08		Com-Indoor-ExitSDGECCExCZ08

		Education - Community College - 09		Education - Community College		09		DO8 v3.02		Com-Indoor-Exit		Ex		ECC		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.52		-0.0063		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEECCExCZ09		Com-Indoor-ExitSCEECCExCZ09		Com-Indoor-ExitSDGECCExCZ09

		Education - Community College - 10		Education - Community College		10		DO8 v3.02		Com-Indoor-Exit		Ex		ECC		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.49		-0.0063		1		8760		SDG		1.13		1.43		-0.00689		1		8760						Com-Indoor-ExitPGEECCExCZ10		Com-Indoor-ExitSCEECCExCZ10		Com-Indoor-ExitSDGECCExCZ10

		Education - Community College - 11		Education - Community College		11		DO8 v3.02		Com-Indoor-Exit		Ex		ECC		CZ11		Wtd		PGE		1.08		1.47		-0.014		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEECCExCZ11		Com-Indoor-ExitSCEECCExCZ11		Com-Indoor-ExitSDGECCExCZ11

		Education - Community College - 12		Education - Community College		12		DO8 v3.02		Com-Indoor-Exit		Ex		ECC		CZ12		Wtd		PGE		1.06		1.59		-0.014		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEECCExCZ12		Com-Indoor-ExitSCEECCExCZ12		Com-Indoor-ExitSDGECCExCZ12

		Education - Community College - 13		Education - Community College		13		DO8 v3.02		Com-Indoor-Exit		Ex		ECC		CZ13		Wtd		PGE		1.1		1		-0.011		1		8760		SCE		1.13		1		-0.0097		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEECCExCZ13		Com-Indoor-ExitSCEECCExCZ13		Com-Indoor-ExitSDGECCExCZ13

		Education - Community College - 14		Education - Community College		14		DO8 v3.02		Com-Indoor-Exit		Ex		ECC		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.51		-0.011		1		8760		SDG		1.07		1.48		-0.011		1		8760						Com-Indoor-ExitPGEECCExCZ14		Com-Indoor-ExitSCEECCExCZ14		Com-Indoor-ExitSDGECCExCZ14

		Education - Community College - 15		Education - Community College		15		DO8 v3.02		Com-Indoor-Exit		Ex		ECC		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.24		1.45		-0.0034		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEECCExCZ15		Com-Indoor-ExitSCEECCExCZ15		Com-Indoor-ExitSDGECCExCZ15

		Education - Community College - 16		Education - Community College		16		DO8 v3.02		Com-Indoor-Exit		Ex		ECC		CZ16		Wtd		PGE		1.02		1.44		-0.02		1		8760		SCE		1.02		1.45		-0.02		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEECCExCZ16		Com-Indoor-ExitSCEECCExCZ16		Com-Indoor-ExitSDGECCExCZ16

		Education - Community College - 17		Education - Community College		17		DO8 v3.02		Com-Indoor-Exit		Ex		ECC		IOU		Wtd		PGE		1.05		1.39		-0.0137		1		8760		SCE		1.14		1.47		-0.00713		1		8760		SDG		1.13		1.47		-0.00564		1		8760						Com-Indoor-ExitPGEECCExIOU		Com-Indoor-ExitSCEECCExIOU		Com-Indoor-ExitSDGECCExIOU

		Education - Primary School - 01		Education - Primary School		01		DO8 v3.02		Com-Indoor-Exit		Ex		EPr		CZ01		Wtd		PGE		0.94		1.29		-0.016		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEPrExCZ01		Com-Indoor-ExitSCEEPrExCZ01		Com-Indoor-ExitSDGEPrExCZ01

		Education - Primary School - 02		Education - Primary School		02		DO8 v3.02		Com-Indoor-Exit		Ex		EPr		CZ02		Wtd		PGE		0.99		1		-0.012		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEPrExCZ02		Com-Indoor-ExitSCEEPrExCZ02		Com-Indoor-ExitSDGEPrExCZ02

		Education - Primary School - 03		Education - Primary School		03		DO8 v3.02		Com-Indoor-Exit		Ex		EPr		CZ03		Wtd		PGE		1		1		-0.01		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEPrExCZ03		Com-Indoor-ExitSCEEPrExCZ03		Com-Indoor-ExitSDGEPrExCZ03

		Education - Primary School - 04		Education - Primary School		04		DO8 v3.02		Com-Indoor-Exit		Ex		EPr		CZ04		Wtd		PGE		1.03		1		-0.0092		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEPrExCZ04		Com-Indoor-ExitSCEEPrExCZ04		Com-Indoor-ExitSDGEPrExCZ04

		Education - Primary School - 05		Education - Primary School		05		DO8 v3.02		Com-Indoor-Exit		Ex		EPr		CZ05		Wtd		PGE		1.02		1.39		-0.0089		1		8760		SCE		1.03		1.51		-0.0083		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEPrExCZ05		Com-Indoor-ExitSCEEPrExCZ05		Com-Indoor-ExitSDGEPrExCZ05

		Education - Primary School - 06		Education - Primary School		06		DO8 v3.02		Com-Indoor-Exit		Ex		EPr		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.09		1		-0.0049		1		8760		SDG		1.07		1		-0.00521		1		8760						Com-Indoor-ExitPGEEPrExCZ06		Com-Indoor-ExitSCEEPrExCZ06		Com-Indoor-ExitSDGEPrExCZ06

		Education - Primary School - 07		Education - Primary School		07		DO8 v3.02		Com-Indoor-Exit		Ex		EPr		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.1		1.46		-0.0051		1		8760						Com-Indoor-ExitPGEEPrExCZ07		Com-Indoor-ExitSCEEPrExCZ07		Com-Indoor-ExitSDGEPrExCZ07

		Education - Primary School - 08		Education - Primary School		08		DO8 v3.02		Com-Indoor-Exit		Ex		EPr		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.48		-0.0046		1		8760		SDG		1.13		1.45		-0.00479		1		8760						Com-Indoor-ExitPGEEPrExCZ08		Com-Indoor-ExitSCEEPrExCZ08		Com-Indoor-ExitSDGEPrExCZ08

		Education - Primary School - 09		Education - Primary School		09		DO8 v3.02		Com-Indoor-Exit		Ex		EPr		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.16		1		-0.0041		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEPrExCZ09		Com-Indoor-ExitSCEEPrExCZ09		Com-Indoor-ExitSDGEPrExCZ09

		Education - Primary School - 10		Education - Primary School		10		DO8 v3.02		Com-Indoor-Exit		Ex		EPr		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.14		1		-0.0057		1		8760		SDG		1.15		1		-0.0057		1		8760						Com-Indoor-ExitPGEEPrExCZ10		Com-Indoor-ExitSCEEPrExCZ10		Com-Indoor-ExitSDGEPrExCZ10

		Education - Primary School - 11		Education - Primary School		11		DO8 v3.02		Com-Indoor-Exit		Ex		EPr		CZ11		Wtd		PGE		1.04		1		-0.012		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEPrExCZ11		Com-Indoor-ExitSCEEPrExCZ11		Com-Indoor-ExitSDGEPrExCZ11

		Education - Primary School - 12		Education - Primary School		12		DO8 v3.02		Com-Indoor-Exit		Ex		EPr		CZ12		Wtd		PGE		1.03		1		-0.01		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEPrExCZ12		Com-Indoor-ExitSCEEPrExCZ12		Com-Indoor-ExitSDGEPrExCZ12

		Education - Primary School - 13		Education - Primary School		13		DO8 v3.02		Com-Indoor-Exit		Ex		EPr		CZ13		Wtd		PGE		1.08		1		-0.0093		1		8760		SCE		1.12		1		-0.0088		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEPrExCZ13		Com-Indoor-ExitSCEEPrExCZ13		Com-Indoor-ExitSDGEPrExCZ13

		Education - Primary School - 14		Education - Primary School		14		DO8 v3.02		Com-Indoor-Exit		Ex		EPr		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.09		1		-0.00979		1		8760		SDG		1.09		1		-0.0097		1		8760						Com-Indoor-ExitPGEEPrExCZ14		Com-Indoor-ExitSCEEPrExCZ14		Com-Indoor-ExitSDGEPrExCZ14

		Education - Primary School - 15		Education - Primary School		15		DO8 v3.02		Com-Indoor-Exit		Ex		EPr		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.27		1		-0.00311		1		8760		SDG		1.27		1		-0.00311		1		8760						Com-Indoor-ExitPGEEPrExCZ15		Com-Indoor-ExitSCEEPrExCZ15		Com-Indoor-ExitSDGEPrExCZ15

		Education - Primary School - 16		Education - Primary School		16		DO8 v3.02		Com-Indoor-Exit		Ex		EPr		CZ16		Wtd		PGE		0.9		1		-0.022		1		8760		SCE		0.9		1		-0.02		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEPrExCZ16		Com-Indoor-ExitSCEEPrExCZ16		Com-Indoor-ExitSDGEPrExCZ16

		Education - Primary School - 17		Education - Primary School		17		DO8 v3.02		Com-Indoor-Exit		Ex		EPr		IOU		Wtd		PGE		1.03		1.01		-0.0102		1		8760		SCE		1.13		1.15		-0.00561		1		8760		SDG		1.12		1.28		-0.00532		1		8760						Com-Indoor-ExitPGEEPrExIOU		Com-Indoor-ExitSCEEPrExIOU		Com-Indoor-ExitSDGEPrExIOU

		Education - Relocatable Classroom - 01		Education - Relocatable Classroom		01		DO8 v3.02		Com-Indoor-Exit		Ex		ERC		CZ01		Wtd		PGE		0.84		1.15		-0.0189		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEERCExCZ01		Com-Indoor-ExitSCEERCExCZ01		Com-Indoor-ExitSDGERCExCZ01

		Education - Relocatable Classroom - 02		Education - Relocatable Classroom		02		DO8 v3.02		Com-Indoor-Exit		Ex		ERC		CZ02		Wtd		PGE		0.95		1		-0.014		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEERCExCZ02		Com-Indoor-ExitSCEERCExCZ02		Com-Indoor-ExitSDGERCExCZ02

		Education - Relocatable Classroom - 03		Education - Relocatable Classroom		03		DO8 v3.02		Com-Indoor-Exit		Ex		ERC		CZ03		Wtd		PGE		0.85		1		-0.012		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEERCExCZ03		Com-Indoor-ExitSCEERCExCZ03		Com-Indoor-ExitSDGERCExCZ03

		Education - Relocatable Classroom - 04		Education - Relocatable Classroom		04		DO8 v3.02		Com-Indoor-Exit		Ex		ERC		CZ04		Wtd		PGE		0.92		1		-0.012		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEERCExCZ04		Com-Indoor-ExitSCEERCExCZ04		Com-Indoor-ExitSDGERCExCZ04

		Education - Relocatable Classroom - 05		Education - Relocatable Classroom		05		DO8 v3.02		Com-Indoor-Exit		Ex		ERC		CZ05		Wtd		PGE		0.91		1.19		-0.015		1		8760		SCE		0.92		1.25		-0.014		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEERCExCZ05		Com-Indoor-ExitSCEERCExCZ05		Com-Indoor-ExitSDGERCExCZ05

		Education - Relocatable Classroom - 06		Education - Relocatable Classroom		06		DO8 v3.02		Com-Indoor-Exit		Ex		ERC		CZ06		Wtd		PGE		0		0		0		0		0		SCE		0.96		1		-0.0087		1		8760		SDG		0.95		1		-0.0084		1		8760						Com-Indoor-ExitPGEERCExCZ06		Com-Indoor-ExitSCEERCExCZ06		Com-Indoor-ExitSDGERCExCZ06

		Education - Relocatable Classroom - 07		Education - Relocatable Classroom		07		DO8 v3.02		Com-Indoor-Exit		Ex		ERC		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1		1.26		-0.0084		1		8760						Com-Indoor-ExitPGEERCExCZ07		Com-Indoor-ExitSCEERCExCZ07		Com-Indoor-ExitSDGERCExCZ07

		Education - Relocatable Classroom - 08		Education - Relocatable Classroom		08		DO8 v3.02		Com-Indoor-Exit		Ex		ERC		CZ08		Wtd		PGE		0		0		0		0		0		SCE		0.97		1.28		-0.0065		1		8760		SDG		0.98		1.27		-0.007		1		8760						Com-Indoor-ExitPGEERCExCZ08		Com-Indoor-ExitSCEERCExCZ08		Com-Indoor-ExitSDGERCExCZ08

		Education - Relocatable Classroom - 09		Education - Relocatable Classroom		09		DO8 v3.02		Com-Indoor-Exit		Ex		ERC		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1		1		-0.0088		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEERCExCZ09		Com-Indoor-ExitSCEERCExCZ09		Com-Indoor-ExitSDGERCExCZ09

		Education - Relocatable Classroom - 10		Education - Relocatable Classroom		10		DO8 v3.02		Com-Indoor-Exit		Ex		ERC		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.01		1		-0.0084		1		8760		SDG		1		1		-0.0087		1		8760						Com-Indoor-ExitPGEERCExCZ10		Com-Indoor-ExitSCEERCExCZ10		Com-Indoor-ExitSDGERCExCZ10

		Education - Relocatable Classroom - 11		Education - Relocatable Classroom		11		DO8 v3.02		Com-Indoor-Exit		Ex		ERC		CZ11		Wtd		PGE		1		1		-0.013		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEERCExCZ11		Com-Indoor-ExitSCEERCExCZ11		Com-Indoor-ExitSDGERCExCZ11

		Education - Relocatable Classroom - 12		Education - Relocatable Classroom		12		DO8 v3.02		Com-Indoor-Exit		Ex		ERC		CZ12		Wtd		PGE		0.99		1		-0.014		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEERCExCZ12		Com-Indoor-ExitSCEERCExCZ12		Com-Indoor-ExitSDGERCExCZ12

		Education - Relocatable Classroom - 13		Education - Relocatable Classroom		13		DO8 v3.02		Com-Indoor-Exit		Ex		ERC		CZ13		Wtd		PGE		0.98		1		-0.01		1		8760		SCE		1.01		1		-0.0095		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEERCExCZ13		Com-Indoor-ExitSCEERCExCZ13		Com-Indoor-ExitSDGERCExCZ13

		Education - Relocatable Classroom - 14		Education - Relocatable Classroom		14		DO8 v3.02		Com-Indoor-Exit		Ex		ERC		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.05		1		-0.011		1		8760		SDG		1.05		1		-0.011		1		8760						Com-Indoor-ExitPGEERCExCZ14		Com-Indoor-ExitSCEERCExCZ14		Com-Indoor-ExitSDGERCExCZ14

		Education - Relocatable Classroom - 15		Education - Relocatable Classroom		15		DO8 v3.02		Com-Indoor-Exit		Ex		ERC		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.12		1		-0.00521		1		8760		SDG		1.12		1		-0.0051		1		8760						Com-Indoor-ExitPGEERCExCZ15		Com-Indoor-ExitSCEERCExCZ15		Com-Indoor-ExitSDGERCExCZ15

		Education - Relocatable Classroom - 16		Education - Relocatable Classroom		16		DO8 v3.02		Com-Indoor-Exit		Ex		ERC		CZ16		Wtd		PGE		0.94		1		-0.018		1		8760		SCE		0.94		1		-0.017		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEERCExCZ16		Com-Indoor-ExitSCEERCExCZ16		Com-Indoor-ExitSDGERCExCZ16

		Education - Relocatable Classroom - 17		Education - Relocatable Classroom		17		DO8 v3.02		Com-Indoor-Exit		Ex		ERC		IOU		Wtd		PGE		0.93		1.01		-0.0126		1		8760		SCE		0.99		1.09		-0.00826		1		8760		SDG		1		1.16		-0.00844		1		8760						Com-Indoor-ExitPGEERCExIOU		Com-Indoor-ExitSCEERCExIOU		Com-Indoor-ExitSDGERCExIOU

		Education - Secondary School - 01		Education - Secondary School		01		DO8 v3.02		Com-Indoor-Exit		Ex		ESe		CZ01		Wtd		PGE		0.96		1.27		-0.016		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEESeExCZ01		Com-Indoor-ExitSCEESeExCZ01		Com-Indoor-ExitSDGESeExCZ01

		Education - Secondary School - 02		Education - Secondary School		02		DO8 v3.02		Com-Indoor-Exit		Ex		ESe		CZ02		Wtd		PGE		1.04		1		-0.011		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEESeExCZ02		Com-Indoor-ExitSCEESeExCZ02		Com-Indoor-ExitSDGESeExCZ02

		Education - Secondary School - 03		Education - Secondary School		03		DO8 v3.02		Com-Indoor-Exit		Ex		ESe		CZ03		Wtd		PGE		1.01		1		-0.011		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEESeExCZ03		Com-Indoor-ExitSCEESeExCZ03		Com-Indoor-ExitSDGESeExCZ03

		Education - Secondary School - 04		Education - Secondary School		04		DO8 v3.02		Com-Indoor-Exit		Ex		ESe		CZ04		Wtd		PGE		1.07		1		-0.01		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEESeExCZ04		Com-Indoor-ExitSCEESeExCZ04		Com-Indoor-ExitSDGESeExCZ04

		Education - Secondary School - 05		Education - Secondary School		05		DO8 v3.02		Com-Indoor-Exit		Ex		ESe		CZ05		Wtd		PGE		1.03		1.37		-0.009		1		8760		SCE		1.05		1.48		-0.0085		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEESeExCZ05		Com-Indoor-ExitSCEESeExCZ05		Com-Indoor-ExitSDGESeExCZ05

		Education - Secondary School - 06		Education - Secondary School		06		DO8 v3.02		Com-Indoor-Exit		Ex		ESe		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.11		1		-0.0061		1		8760		SDG		1.09		1		-0.0059		1		8760						Com-Indoor-ExitPGEESeExCZ06		Com-Indoor-ExitSCEESeExCZ06		Com-Indoor-ExitSDGESeExCZ06

		Education - Secondary School - 07		Education - Secondary School		07		DO8 v3.02		Com-Indoor-Exit		Ex		ESe		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.11		1.39		-0.0047		1		8760						Com-Indoor-ExitPGEESeExCZ07		Com-Indoor-ExitSCEESeExCZ07		Com-Indoor-ExitSDGESeExCZ07

		Education - Secondary School - 08		Education - Secondary School		08		DO8 v3.02		Com-Indoor-Exit		Ex		ESe		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.46		-0.0045		1		8760		SDG		1.16		1.42		-0.0045		1		8760						Com-Indoor-ExitPGEESeExCZ08		Com-Indoor-ExitSCEESeExCZ08		Com-Indoor-ExitSDGESeExCZ08

		Education - Secondary School - 09		Education - Secondary School		09		DO8 v3.02		Com-Indoor-Exit		Ex		ESe		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.2		1		-0.0046		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEESeExCZ09		Com-Indoor-ExitSCEESeExCZ09		Com-Indoor-ExitSDGESeExCZ09

		Education - Secondary School - 10		Education - Secondary School		10		DO8 v3.02		Com-Indoor-Exit		Ex		ESe		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.2		1		-0.0054		1		8760		SDG		1.2		1		-0.00521		1		8760						Com-Indoor-ExitPGEESeExCZ10		Com-Indoor-ExitSCEESeExCZ10		Com-Indoor-ExitSDGESeExCZ10

		Education - Secondary School - 11		Education - Secondary School		11		DO8 v3.02		Com-Indoor-Exit		Ex		ESe		CZ11		Wtd		PGE		1.09		1		-0.011		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEESeExCZ11		Com-Indoor-ExitSCEESeExCZ11		Com-Indoor-ExitSDGESeExCZ11

		Education - Secondary School - 12		Education - Secondary School		12		DO8 v3.02		Com-Indoor-Exit		Ex		ESe		CZ12		Wtd		PGE		1.08		1		-0.011		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEESeExCZ12		Com-Indoor-ExitSCEESeExCZ12		Com-Indoor-ExitSDGESeExCZ12

		Education - Secondary School - 13		Education - Secondary School		13		DO8 v3.02		Com-Indoor-Exit		Ex		ESe		CZ13		Wtd		PGE		1.12		1		-0.0087		1		8760		SCE		1.16		1		-0.0083		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEESeExCZ13		Com-Indoor-ExitSCEESeExCZ13		Com-Indoor-ExitSDGESeExCZ13

		Education - Secondary School - 14		Education - Secondary School		14		DO8 v3.02		Com-Indoor-Exit		Ex		ESe		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.15		1		-0.0099		1		8760		SDG		1.15		1		-0.0096		1		8760						Com-Indoor-ExitPGEESeExCZ14		Com-Indoor-ExitSCEESeExCZ14		Com-Indoor-ExitSDGESeExCZ14

		Education - Secondary School - 15		Education - Secondary School		15		DO8 v3.02		Com-Indoor-Exit		Ex		ESe		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.27		1		-0.0028		1		8760		SDG		1.28		1		-0.0026		1		8760						Com-Indoor-ExitPGEESeExCZ15		Com-Indoor-ExitSCEESeExCZ15		Com-Indoor-ExitSDGESeExCZ15

		Education - Secondary School - 16		Education - Secondary School		16		DO8 v3.02		Com-Indoor-Exit		Ex		ESe		CZ16		Wtd		PGE		0.98		1		-0.0189		1		8760		SCE		0.98		1		-0.018		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEESeExCZ16		Com-Indoor-ExitSCEESeExCZ16		Com-Indoor-ExitSDGESeExCZ16

		Education - Secondary School - 17		Education - Secondary School		17		DO8 v3.02		Com-Indoor-Exit		Ex		ESe		IOU		Wtd		PGE		1.06		1.01		-0.0106		1		8760		SCE		1.16		1.14		-0.00574		1		8760		SDG		1.14		1.24		-0.00495		1		8760						Com-Indoor-ExitPGEESeExIOU		Com-Indoor-ExitSCEESeExIOU		Com-Indoor-ExitSDGESeExIOU

		Education - University - 01		Education - University		01		DO8 v3.02		Com-Indoor-Exit		Ex		EUn		CZ01		Wtd		PGE		0.98		1.34		-0.016		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEUnExCZ01		Com-Indoor-ExitSCEEUnExCZ01		Com-Indoor-ExitSDGEUnExCZ01

		Education - University - 02		Education - University		02		DO8 v3.02		Com-Indoor-Exit		Ex		EUn		CZ02		Wtd		PGE		1.06		1.39		-0.011		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEUnExCZ02		Com-Indoor-ExitSCEEUnExCZ02		Com-Indoor-ExitSDGEUnExCZ02

		Education - University - 03		Education - University		03		DO8 v3.02		Com-Indoor-Exit		Ex		EUn		CZ03		Wtd		PGE		1.07		1.32		-0.01		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEUnExCZ03		Com-Indoor-ExitSCEEUnExCZ03		Com-Indoor-ExitSDGEUnExCZ03

		Education - University - 04		Education - University		04		DO8 v3.02		Com-Indoor-Exit		Ex		EUn		CZ04		Wtd		PGE		1.08		1.37		-0.0095		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEUnExCZ04		Com-Indoor-ExitSCEEUnExCZ04		Com-Indoor-ExitSDGEUnExCZ04

		Education - University - 05		Education - University		05		DO8 v3.02		Com-Indoor-Exit		Ex		EUn		CZ05		Wtd		PGE		1.09		1.39		-0.0088		1		8760		SCE		1.14		1.38		-0.0082		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEUnExCZ05		Com-Indoor-ExitSCEEUnExCZ05		Com-Indoor-ExitSDGEUnExCZ05

		Education - University - 06		Education - University		06		DO8 v3.02		Com-Indoor-Exit		Ex		EUn		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.34		-0.00561		1		8760		SDG		1.13		1.31		-0.0065		1		8760						Com-Indoor-ExitPGEEUnExCZ06		Com-Indoor-ExitSCEEUnExCZ06		Com-Indoor-ExitSDGEUnExCZ06

		Education - University - 07		Education - University		07		DO8 v3.02		Com-Indoor-Exit		Ex		EUn		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.16		1.4		-0.005		1		8760						Com-Indoor-ExitPGEEUnExCZ07		Com-Indoor-ExitSCEEUnExCZ07		Com-Indoor-ExitSDGEUnExCZ07

		Education - University - 08		Education - University		08		DO8 v3.02		Com-Indoor-Exit		Ex		EUn		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.19		1.41		-0.0049		1		8760		SDG		1.16		1.4		-0.0054		1		8760						Com-Indoor-ExitPGEEUnExCZ08		Com-Indoor-ExitSCEEUnExCZ08		Com-Indoor-ExitSDGEUnExCZ08

		Education - University - 09		Education - University		09		DO8 v3.02		Com-Indoor-Exit		Ex		EUn		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.39		-0.0055		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEUnExCZ09		Com-Indoor-ExitSCEEUnExCZ09		Com-Indoor-ExitSDGEUnExCZ09

		Education - University - 10		Education - University		10		DO8 v3.02		Com-Indoor-Exit		Ex		EUn		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.41		-0.0064		1		8760		SDG		1.15		1.39		-0.008		1		8760						Com-Indoor-ExitPGEEUnExCZ10		Com-Indoor-ExitSCEEUnExCZ10		Com-Indoor-ExitSDGEUnExCZ10

		Education - University - 11		Education - University		11		DO8 v3.02		Com-Indoor-Exit		Ex		EUn		CZ11		Wtd		PGE		1.06		1.4		-0.011		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEUnExCZ11		Com-Indoor-ExitSCEEUnExCZ11		Com-Indoor-ExitSDGEUnExCZ11

		Education - University - 12		Education - University		12		DO8 v3.02		Com-Indoor-Exit		Ex		EUn		CZ12		Wtd		PGE		1.07		1.39		-0.011		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEUnExCZ12		Com-Indoor-ExitSCEEUnExCZ12		Com-Indoor-ExitSDGEUnExCZ12

		Education - University - 13		Education - University		13		DO8 v3.02		Com-Indoor-Exit		Ex		EUn		CZ13		Wtd		PGE		1.09		1		-0.0093		1		8760		SCE		1.11		1		-0.0086		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEUnExCZ13		Com-Indoor-ExitSCEEUnExCZ13		Com-Indoor-ExitSDGEUnExCZ13

		Education - University - 14		Education - University		14		DO8 v3.02		Com-Indoor-Exit		Ex		EUn		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.41		-0.009		1		8760		SDG		1.12		1.39		-0.0097		1		8760						Com-Indoor-ExitPGEEUnExCZ14		Com-Indoor-ExitSCEEUnExCZ14		Com-Indoor-ExitSDGEUnExCZ14

		Education - University - 15		Education - University		15		DO8 v3.02		Com-Indoor-Exit		Ex		EUn		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.23		1.43		-0.0037		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEUnExCZ15		Com-Indoor-ExitSCEEUnExCZ15		Com-Indoor-ExitSDGEUnExCZ15

		Education - University - 16		Education - University		16		DO8 v3.02		Com-Indoor-Exit		Ex		EUn		CZ16		Wtd		PGE		1.01		1.36		-0.0189		1		8760		SCE		1.03		1.37		-0.017		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEEUnExCZ16		Com-Indoor-ExitSCEEUnExCZ16		Com-Indoor-ExitSDGEUnExCZ16

		Education - University - 17		Education - University		17		DO8 v3.02		Com-Indoor-Exit		Ex		EUn		IOU		Wtd		PGE		1.07		1.31		-0.0103		1		8760		SCE		1.15		1.38		-0.00638		1		8760		SDG		1.16		1.4		-0.00574		1		8760						Com-Indoor-ExitPGEEUnExIOU		Com-Indoor-ExitSCEEUnExIOU		Com-Indoor-ExitSDGEUnExIOU

		Food Store - 01		Food Store		01		DO8 v3.02		Com-Indoor-Exit		Ex		Fst		CZ01		Wtd		PGE		0.91		1.155		-0.014		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEFstExCZ01		Com-Indoor-ExitSCEFstExCZ01		Com-Indoor-ExitSDGFstExCZ01

		Food Store - 02		Food Store		02		DO8 v3.02		Com-Indoor-Exit		Ex		Fst		CZ02		Wtd		PGE		0.975		1.285		-0.0105		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEFstExCZ02		Com-Indoor-ExitSCEFstExCZ02		Com-Indoor-ExitSDGFstExCZ02

		Food Store - 03		Food Store		03		DO8 v3.02		Com-Indoor-Exit		Ex		Fst		CZ03		Wtd		PGE		0.97		1.31		-0.010445		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEFstExCZ03		Com-Indoor-ExitSCEFstExCZ03		Com-Indoor-ExitSDGFstExCZ03

		Food Store - 04		Food Store		04		DO8 v3.02		Com-Indoor-Exit		Ex		Fst		CZ04		Wtd		PGE		0.995		1.31		-0.00935		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEFstExCZ04		Com-Indoor-ExitSCEFstExCZ04		Com-Indoor-ExitSDGFstExCZ04

		Food Store - 05		Food Store		05		DO8 v3.02		Com-Indoor-Exit		Ex		Fst		CZ05		Wtd		PGE		0.985		1.24		-0.00965		1		8760		SCE		1.04		1.29		-0.010605		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEFstExCZ05		Com-Indoor-ExitSCEFstExCZ05		Com-Indoor-ExitSDGFstExCZ05

		Food Store - 06		Food Store		06		DO8 v3.02		Com-Indoor-Exit		Ex		Fst		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.065		1.32		-0.008355		1		8760		SDG		1.045		1.32		-0.0084		1		8760						Com-Indoor-ExitPGEFstExCZ06		Com-Indoor-ExitSCEFstExCZ06		Com-Indoor-ExitSDGFstExCZ06

		Food Store - 07		Food Store		07		DO8 v3.02		Com-Indoor-Exit		Ex		Fst		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.065		1.29		-0.008		1		8760						Com-Indoor-ExitPGEFstExCZ07		Com-Indoor-ExitSCEFstExCZ07		Com-Indoor-ExitSDGFstExCZ07

		Food Store - 08		Food Store		08		DO8 v3.02		Com-Indoor-Exit		Ex		Fst		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.08		1.345		-0.0077		1		8760		SDG		1.07		1.335		-0.0077		1		8760						Com-Indoor-ExitPGEFstExCZ08		Com-Indoor-ExitSCEFstExCZ08		Com-Indoor-ExitSDGFstExCZ08

		Food Store - 09		Food Store		09		DO8 v3.02		Com-Indoor-Exit		Ex		Fst		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.365		-0.007		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEFstExCZ09		Com-Indoor-ExitSCEFstExCZ09		Com-Indoor-ExitSDGFstExCZ09

		Food Store - 10		Food Store		10		DO8 v3.02		Com-Indoor-Exit		Ex		Fst		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.08		1.455		-0.007355		1		8760		SDG		1.08		1.475		-0.007355		1		8760						Com-Indoor-ExitPGEFstExCZ10		Com-Indoor-ExitSCEFstExCZ10		Com-Indoor-ExitSDGFstExCZ10

		Food Store - 11		Food Store		11		DO8 v3.02		Com-Indoor-Exit		Ex		Fst		CZ11		Wtd		PGE		1.01		1.28		-0.009855		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEFstExCZ11		Com-Indoor-ExitSCEFstExCZ11		Com-Indoor-ExitSDGFstExCZ11

		Food Store - 12		Food Store		12		DO8 v3.02		Com-Indoor-Exit		Ex		Fst		CZ12		Wtd		PGE		1.005		1.32		-0.009445		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEFstExCZ12		Com-Indoor-ExitSCEFstExCZ12		Com-Indoor-ExitSDGFstExCZ12

		Food Store - 13		Food Store		13		DO8 v3.02		Com-Indoor-Exit		Ex		Fst		CZ13		Wtd		PGE		1.04		1.335		-0.00755		1		8760		SCE		1.08		1.375		-0.0085		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEFstExCZ13		Com-Indoor-ExitSCEFstExCZ13		Com-Indoor-ExitSDGFstExCZ13

		Food Store - 14		Food Store		14		DO8 v3.02		Com-Indoor-Exit		Ex		Fst		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.06		1.465		-0.0091		1		8760		SDG		1.055		1.49		-0.00915		1		8760						Com-Indoor-ExitPGEFstExCZ14		Com-Indoor-ExitSCEFstExCZ14		Com-Indoor-ExitSDGFstExCZ14

		Food Store - 15		Food Store		15		DO8 v3.02		Com-Indoor-Exit		Ex		Fst		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.145		1.395		-0.00411		1		8760		SDG		1.15		1.395		-0.00395		1		8760						Com-Indoor-ExitPGEFstExCZ15		Com-Indoor-ExitSCEFstExCZ15		Com-Indoor-ExitSDGFstExCZ15

		Food Store - 16		Food Store		16		DO8 v3.02		Com-Indoor-Exit		Ex		Fst		CZ16		Wtd		PGE		0.915		1.275		-0.013		1		8760		SCE		0.965		1.315		-0.014		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEFstExCZ16		Com-Indoor-ExitSCEFstExCZ16		Com-Indoor-ExitSDGFstExCZ16

		Food Store - 17		Food Store		17		DO8 v3.02		Com-Indoor-Exit		Ex		Fst		IOU		Wtd		PGE		0.995		1.31		-0.00961		1		8760		SCE		1.08		1.375		-0.007725		1		8760		SDG		1.07		1.345		-0.007865		1		8760						Com-Indoor-ExitPGEFstExIOU		Com-Indoor-ExitSCEFstExIOU		Com-Indoor-ExitSDGFstExIOU

		Grocery - 01		Grocery		01		DO8 v3.02		Com-Indoor-Exit		Ex		Gro		CZ01		Wtd		PGE		0.84		1.06		-0.016		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGroExCZ01		Com-Indoor-ExitSCEGroExCZ01		Com-Indoor-ExitSDGGroExCZ01

		Grocery - 02		Grocery		02		DO8 v3.02		Com-Indoor-Exit		Ex		Gro		CZ02		Wtd		PGE		0.92		1.3		-0.013		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGroExCZ02		Com-Indoor-ExitSCEGroExCZ02		Com-Indoor-ExitSDGGroExCZ02

		Grocery - 03		Grocery		03		DO8 v3.02		Com-Indoor-Exit		Ex		Gro		CZ03		Wtd		PGE		0.9		1.31		-0.014		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGroExCZ03		Com-Indoor-ExitSCEGroExCZ03		Com-Indoor-ExitSDGGroExCZ03

		Grocery - 04		Grocery		04		DO8 v3.02		Com-Indoor-Exit		Ex		Gro		CZ04		Wtd		PGE		0.93		1.31		-0.013		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGroExCZ04		Com-Indoor-ExitSCEGroExCZ04		Com-Indoor-ExitSDGGroExCZ04

		Grocery - 05		Grocery		05		DO8 v3.02		Com-Indoor-Exit		Ex		Gro		CZ05		Wtd		PGE		0.91		1.21		-0.014		1		8760		SCE		1		1.23		-0.016		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGroExCZ05		Com-Indoor-ExitSCEGroExCZ05		Com-Indoor-ExitSDGGroExCZ05

		Grocery - 06		Grocery		06		DO8 v3.02		Com-Indoor-Exit		Ex		Gro		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.01		1.27		-0.014		1		8760		SDG		0.99		1.28		-0.014		1		8760						Com-Indoor-ExitPGEGroExCZ06		Com-Indoor-ExitSCEGroExCZ06		Com-Indoor-ExitSDGGroExCZ06

		Grocery - 07		Grocery		07		DO8 v3.02		Com-Indoor-Exit		Ex		Gro		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.01		1.22		-0.014		1		8760						Com-Indoor-ExitPGEGroExCZ07		Com-Indoor-ExitSCEGroExCZ07		Com-Indoor-ExitSDGGroExCZ07

		Grocery - 08		Grocery		08		DO8 v3.02		Com-Indoor-Exit		Ex		Gro		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.03		1.32		-0.013		1		8760		SDG		1.02		1.31		-0.013		1		8760						Com-Indoor-ExitPGEGroExCZ08		Com-Indoor-ExitSCEGroExCZ08		Com-Indoor-ExitSDGGroExCZ08

		Grocery - 09		Grocery		09		DO8 v3.02		Com-Indoor-Exit		Ex		Gro		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.32		-0.012		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGroExCZ09		Com-Indoor-ExitSCEGroExCZ09		Com-Indoor-ExitSDGGroExCZ09

		Grocery - 10		Grocery		10		DO8 v3.02		Com-Indoor-Exit		Ex		Gro		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.05		1.6		-0.012		1		8760		SDG		1.05		1.63		-0.012		1		8760						Com-Indoor-ExitPGEGroExCZ10		Com-Indoor-ExitSCEGroExCZ10		Com-Indoor-ExitSDGGroExCZ10

		Grocery - 11		Grocery		11		DO8 v3.02		Com-Indoor-Exit		Ex		Gro		CZ11		Wtd		PGE		0.98		1.27		-0.012		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGroExCZ11		Com-Indoor-ExitSCEGroExCZ11		Com-Indoor-ExitSDGGroExCZ11

		Grocery - 12		Grocery		12		DO8 v3.02		Com-Indoor-Exit		Ex		Gro		CZ12		Wtd		PGE		0.96		1.35		-0.012		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGroExCZ12		Com-Indoor-ExitSCEGroExCZ12		Com-Indoor-ExitSDGGroExCZ12

		Grocery - 13		Grocery		13		DO8 v3.02		Com-Indoor-Exit		Ex		Gro		CZ13		Wtd		PGE		1.02		1.37		-0.01		1		8760		SCE		1.07		1.37		-0.012		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGroExCZ13		Com-Indoor-ExitSCEGroExCZ13		Com-Indoor-ExitSDGGroExCZ13

		Grocery - 14		Grocery		14		DO8 v3.02		Com-Indoor-Exit		Ex		Gro		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.05		1.66		-0.012		1		8760		SDG		1.04		1.71		-0.012		1		8760						Com-Indoor-ExitPGEGroExCZ14		Com-Indoor-ExitSCEGroExCZ14		Com-Indoor-ExitSDGGroExCZ14

		Grocery - 15		Grocery		15		DO8 v3.02		Com-Indoor-Exit		Ex		Gro		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.38		-0.00729		1		8760		SDG		1.14		1.37		-0.007		1		8760						Com-Indoor-ExitPGEGroExCZ15		Com-Indoor-ExitSCEGroExCZ15		Com-Indoor-ExitSDGGroExCZ15

		Grocery - 16		Grocery		16		DO8 v3.02		Com-Indoor-Exit		Ex		Gro		CZ16		Wtd		PGE		0.85		1.29		-0.014		1		8760		SCE		0.95		1.3		-0.016		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGroExCZ16		Com-Indoor-ExitSCEGroExCZ16		Com-Indoor-ExitSDGGroExCZ16

		Grocery - 17		Grocery		17		DO8 v3.02		Com-Indoor-Exit		Ex		Gro		IOU		Wtd		PGE		0.94		1.32		-0.0126		1		8760		SCE		1.04		1.39		-0.0127		1		8760		SDG		1.02		1.34		-0.0135		1		8760						Com-Indoor-ExitPGEGroExIOU		Com-Indoor-ExitSCEGroExIOU		Com-Indoor-ExitSDGGroExIOU

		Health/Medical - Clinic - 01		Health/Medical - Clinic		01		DO8 v3.02		Com-Indoor-Exit		Ex		Cli		CZ01		Wtd		PGE		1		1.23		-0.014255		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGECliExCZ01		Com-Indoor-ExitSCECliExCZ01		Com-Indoor-ExitSDGCliExCZ01

		Health/Medical - Clinic - 02		Health/Medical - Clinic		02		DO8 v3.02		Com-Indoor-Exit		Ex		Cli		CZ02		Wtd		PGE		1.025		1.3		-0.0117		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGECliExCZ02		Com-Indoor-ExitSCECliExCZ02		Com-Indoor-ExitSDGCliExCZ02

		Health/Medical - Clinic - 03		Health/Medical - Clinic		03		DO8 v3.02		Com-Indoor-Exit		Ex		Cli		CZ03		Wtd		PGE		1.03		1.29		-0.01125		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGECliExCZ03		Com-Indoor-ExitSCECliExCZ03		Com-Indoor-ExitSDGCliExCZ03

		Health/Medical - Clinic - 04		Health/Medical - Clinic		04		DO8 v3.02		Com-Indoor-Exit		Ex		Cli		CZ04		Wtd		PGE		1.05		1.315		-0.01015		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGECliExCZ04		Com-Indoor-ExitSCECliExCZ04		Com-Indoor-ExitSDGCliExCZ04

		Health/Medical - Clinic - 05		Health/Medical - Clinic		05		DO8 v3.02		Com-Indoor-Exit		Ex		Cli		CZ05		Wtd		PGE		1.04		1.275		-0.01025		1		8760		SCE		1.06		1.345		-0.0104		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGECliExCZ05		Com-Indoor-ExitSCECliExCZ05		Com-Indoor-ExitSDGCliExCZ05

		Health/Medical - Clinic - 06		Health/Medical - Clinic		06		DO8 v3.02		Com-Indoor-Exit		Ex		Cli		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.37		-0.00775		1		8760		SDG		1.085		1.37		-0.007915		1		8760						Com-Indoor-ExitPGECliExCZ06		Com-Indoor-ExitSCECliExCZ06		Com-Indoor-ExitSDGCliExCZ06

		Health/Medical - Clinic - 07		Health/Medical - Clinic		07		DO8 v3.02		Com-Indoor-Exit		Ex		Cli		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.095		1.335		-0.006785		1		8760						Com-Indoor-ExitPGECliExCZ07		Com-Indoor-ExitSCECliExCZ07		Com-Indoor-ExitSDGCliExCZ07

		Health/Medical - Clinic - 08		Health/Medical - Clinic		08		DO8 v3.02		Com-Indoor-Exit		Ex		Cli		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.105		1.38		-0.00725		1		8760		SDG		1.1		1.365		-0.007415		1		8760						Com-Indoor-ExitPGECliExCZ08		Com-Indoor-ExitSCECliExCZ08		Com-Indoor-ExitSDGCliExCZ08

		Health/Medical - Clinic - 09		Health/Medical - Clinic		09		DO8 v3.02		Com-Indoor-Exit		Ex		Cli		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.115		1.365		-0.00785		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGECliExCZ09		Com-Indoor-ExitSCECliExCZ09		Com-Indoor-ExitSDGCliExCZ09

		Health/Medical - Clinic - 10		Health/Medical - Clinic		10		DO8 v3.02		Com-Indoor-Exit		Ex		Cli		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.375		-0.0078		1		8760		SDG		1.105		1.39		-0.0074895		1		8760						Com-Indoor-ExitPGECliExCZ10		Com-Indoor-ExitSCECliExCZ10		Com-Indoor-ExitSDGCliExCZ10

		Health/Medical - Clinic - 11		Health/Medical - Clinic		11		DO8 v3.02		Com-Indoor-Exit		Ex		Cli		CZ11		Wtd		PGE		1.04		1.31		-0.010605		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGECliExCZ11		Com-Indoor-ExitSCECliExCZ11		Com-Indoor-ExitSDGCliExCZ11

		Health/Medical - Clinic - 12		Health/Medical - Clinic		12		DO8 v3.02		Com-Indoor-Exit		Ex		Cli		CZ12		Wtd		PGE		1.04		1.33		-0.01075		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGECliExCZ12		Com-Indoor-ExitSCECliExCZ12		Com-Indoor-ExitSDGCliExCZ12

		Health/Medical - Clinic - 13		Health/Medical - Clinic		13		DO8 v3.02		Com-Indoor-Exit		Ex		Cli		CZ13		Wtd		PGE		1.065		1.325		-0.00875		1		8760		SCE		1.085		1.4		-0.0088		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGECliExCZ13		Com-Indoor-ExitSCECliExCZ13		Com-Indoor-ExitSDGCliExCZ13

		Health/Medical - Clinic - 14		Health/Medical - Clinic		14		DO8 v3.02		Com-Indoor-Exit		Ex		Cli		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.375		-0.0093		1		8760		SDG		1.075		1.365		-0.009055		1		8760						Com-Indoor-ExitPGECliExCZ14		Com-Indoor-ExitSCECliExCZ14		Com-Indoor-ExitSDGCliExCZ14

		Health/Medical - Clinic - 15		Health/Medical - Clinic		15		DO8 v3.02		Com-Indoor-Exit		Ex		Cli		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.165		1.42		-0.005045		1		8760		SDG		0.605		0.71		-0.0002195		0.5		4380						Com-Indoor-ExitPGECliExCZ15		Com-Indoor-ExitSCECliExCZ15		Com-Indoor-ExitSDGCliExCZ15

		Health/Medical - Clinic - 16		Health/Medical - Clinic		16		DO8 v3.02		Com-Indoor-Exit		Ex		Cli		CZ16		Wtd		PGE		0.975		1.255		-0.01495		1		8760		SCE		0.97		1.32		-0.01465		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGECliExCZ16		Com-Indoor-ExitSCECliExCZ16		Com-Indoor-ExitSDGCliExCZ16

		Health/Medical - Clinic - 17		Health/Medical - Clinic		17		DO8 v3.02		Com-Indoor-Exit		Ex		Cli		IOU		Wtd		PGE		1.04		1.305		-0.010565		1		8760		SCE		1.095		1.375		-0.00779		1		8760		SDG		1.095		1.34		-0.006931		1		8760						Com-Indoor-ExitPGECliExIOU		Com-Indoor-ExitSCECliExIOU		Com-Indoor-ExitSDGCliExIOU

		Health/Medical - Hospital - 01		Health/Medical - Hospital		01		DO8 v3.02		Com-Indoor-Exit		Ex		Hsp		CZ01		Wtd		PGE		1.08		1.18		-0.01		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHspExCZ01		Com-Indoor-ExitSCEHspExCZ01		Com-Indoor-ExitSDGHspExCZ01

		Health/Medical - Hospital - 02		Health/Medical - Hospital		02		DO8 v3.02		Com-Indoor-Exit		Ex		Hsp		CZ02		Wtd		PGE		1.09		1.25		-0.0091		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHspExCZ02		Com-Indoor-ExitSCEHspExCZ02		Com-Indoor-ExitSDGHspExCZ02

		Health/Medical - Hospital - 03		Health/Medical - Hospital		03		DO8 v3.02		Com-Indoor-Exit		Ex		Hsp		CZ03		Wtd		PGE		1.1		1.24		-0.0086		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHspExCZ03		Com-Indoor-ExitSCEHspExCZ03		Com-Indoor-ExitSDGHspExCZ03

		Health/Medical - Hospital - 04		Health/Medical - Hospital		04		DO8 v3.02		Com-Indoor-Exit		Ex		Hsp		CZ04		Wtd		PGE		1.1		1.25		-0.0083		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHspExCZ04		Com-Indoor-ExitSCEHspExCZ04		Com-Indoor-ExitSDGHspExCZ04

		Health/Medical - Hospital - 05		Health/Medical - Hospital		05		DO8 v3.02		Com-Indoor-Exit		Ex		Hsp		CZ05		Wtd		PGE		1.09		1.21		-0.0087		1		8760		SCE		1.12		1.26		-0.0092		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHspExCZ05		Com-Indoor-ExitSCEHspExCZ05		Com-Indoor-ExitSDGHspExCZ05

		Health/Medical - Hospital - 06		Health/Medical - Hospital		06		DO8 v3.02		Com-Indoor-Exit		Ex		Hsp		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.27		-0.0072		1		8760		SDG		1.15		1.26		-0.0074		1		8760						Com-Indoor-ExitPGEHspExCZ06		Com-Indoor-ExitSCEHspExCZ06		Com-Indoor-ExitSDGHspExCZ06

		Health/Medical - Hospital - 07		Health/Medical - Hospital		07		DO8 v3.02		Com-Indoor-Exit		Ex		Hsp		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.15		1.26		-0.00689		1		8760						Com-Indoor-ExitPGEHspExCZ07		Com-Indoor-ExitSCEHspExCZ07		Com-Indoor-ExitSDGHspExCZ07

		Health/Medical - Hospital - 08		Health/Medical - Hospital		08		DO8 v3.02		Com-Indoor-Exit		Ex		Hsp		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.27		-0.0071		1		8760		SDG		1.15		1.26		-0.00729		1		8760						Com-Indoor-ExitPGEHspExCZ08		Com-Indoor-ExitSCEHspExCZ08		Com-Indoor-ExitSDGHspExCZ08

		Health/Medical - Hospital - 09		Health/Medical - Hospital		09		DO8 v3.02		Com-Indoor-Exit		Ex		Hsp		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.31		-0.007		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHspExCZ09		Com-Indoor-ExitSCEHspExCZ09		Com-Indoor-ExitSDGHspExCZ09

		Health/Medical - Hospital - 10		Health/Medical - Hospital		10		DO8 v3.02		Com-Indoor-Exit		Ex		Hsp		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.29		-0.0076		1		8760		SDG		1.15		1.29		-0.0076		1		8760						Com-Indoor-ExitPGEHspExCZ10		Com-Indoor-ExitSCEHspExCZ10		Com-Indoor-ExitSDGHspExCZ10

		Health/Medical - Hospital - 11		Health/Medical - Hospital		11		DO8 v3.02		Com-Indoor-Exit		Ex		Hsp		CZ11		Wtd		PGE		1.09		1.25		-0.0087		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHspExCZ11		Com-Indoor-ExitSCEHspExCZ11		Com-Indoor-ExitSDGHspExCZ11

		Health/Medical - Hospital - 12		Health/Medical - Hospital		12		DO8 v3.02		Com-Indoor-Exit		Ex		Hsp		CZ12		Wtd		PGE		1.09		1.26		-0.0089		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHspExCZ12		Com-Indoor-ExitSCEHspExCZ12		Com-Indoor-ExitSDGHspExCZ12

		Health/Medical - Hospital - 13		Health/Medical - Hospital		13		DO8 v3.02		Com-Indoor-Exit		Ex		Hsp		CZ13		Wtd		PGE		1.11		1.27		-0.00771		1		8760		SCE		1.12		1.31		-0.0084		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHspExCZ13		Com-Indoor-ExitSCEHspExCZ13		Com-Indoor-ExitSDGHspExCZ13

		Health/Medical - Hospital - 14		Health/Medical - Hospital		14		DO8 v3.02		Com-Indoor-Exit		Ex		Hsp		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.31		-0.0093		1		8760		SDG		1.1		1.3		-0.00939		1		8760						Com-Indoor-ExitPGEHspExCZ14		Com-Indoor-ExitSCEHspExCZ14		Com-Indoor-ExitSDGHspExCZ14

		Health/Medical - Hospital - 15		Health/Medical - Hospital		15		DO8 v3.02		Com-Indoor-Exit		Ex		Hsp		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.32		-0.0062		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHspExCZ15		Com-Indoor-ExitSCEHspExCZ15		Com-Indoor-ExitSDGHspExCZ15

		Health/Medical - Hospital - 16		Health/Medical - Hospital		16		DO8 v3.02		Com-Indoor-Exit		Ex		Hsp		CZ16		Wtd		PGE		1.02		1.24		-0.014		1		8760		SCE		1.02		1.27		-0.013		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHspExCZ16		Com-Indoor-ExitSCEHspExCZ16		Com-Indoor-ExitSDGHspExCZ16

		Health/Medical - Hospital - 17		Health/Medical - Hospital		17		DO8 v3.02		Com-Indoor-Exit		Ex		Hsp		IOU		Wtd		PGE		1.1		1.25		-0.00857		1		8760		SCE		1.15		1.28		-0.00742		1		8760		SDG		1.15		1.26		-0.00702		1		8760						Com-Indoor-ExitPGEHspExIOU		Com-Indoor-ExitSCEHspExIOU		Com-Indoor-ExitSDGHspExIOU

		Health/Medical - Nursing Home - 01		Health/Medical - Nursing Home		01		DO8 v3.02		Com-Indoor-Exit		Ex		Nrs		CZ01		Wtd		PGE		0.98		1.14		-0.0229		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGENrsExCZ01		Com-Indoor-ExitSCENrsExCZ01		Com-Indoor-ExitSDGNrsExCZ01

		Health/Medical - Nursing Home - 02		Health/Medical - Nursing Home		02		DO8 v3.02		Com-Indoor-Exit		Ex		Nrs		CZ02		Wtd		PGE		1.01		1.28		-0.0189		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGENrsExCZ02		Com-Indoor-ExitSCENrsExCZ02		Com-Indoor-ExitSDGNrsExCZ02

		Health/Medical - Nursing Home - 03		Health/Medical - Nursing Home		03		DO8 v3.02		Com-Indoor-Exit		Ex		Nrs		CZ03		Wtd		PGE		1.01		1.27		-0.0189		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGENrsExCZ03		Com-Indoor-ExitSCENrsExCZ03		Com-Indoor-ExitSDGNrsExCZ03

		Health/Medical - Nursing Home - 04		Health/Medical - Nursing Home		04		DO8 v3.02		Com-Indoor-Exit		Ex		Nrs		CZ04		Wtd		PGE		1.03		1.31		-0.017		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGENrsExCZ04		Com-Indoor-ExitSCENrsExCZ04		Com-Indoor-ExitSDGNrsExCZ04

		Health/Medical - Nursing Home - 05		Health/Medical - Nursing Home		05		DO8 v3.02		Com-Indoor-Exit		Ex		Nrs		CZ05		Wtd		PGE		1.01		1.23		-0.018		1		8760		SCE		1.01		1.29		-0.018		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGENrsExCZ05		Com-Indoor-ExitSCENrsExCZ05		Com-Indoor-ExitSDGNrsExCZ05

		Health/Medical - Nursing Home - 06		Health/Medical - Nursing Home		06		DO8 v3.02		Com-Indoor-Exit		Ex		Nrs		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.04		1.31		-0.014		1		8760		SDG		1.03		1.31		-0.015		1		8760						Com-Indoor-ExitPGENrsExCZ06		Com-Indoor-ExitSCENrsExCZ06		Com-Indoor-ExitSDGNrsExCZ06

		Health/Medical - Nursing Home - 07		Health/Medical - Nursing Home		07		DO8 v3.02		Com-Indoor-Exit		Ex		Nrs		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.04		1.25		-0.013		1		8760						Com-Indoor-ExitPGENrsExCZ07		Com-Indoor-ExitSCENrsExCZ07		Com-Indoor-ExitSDGNrsExCZ07

		Health/Medical - Nursing Home - 08		Health/Medical - Nursing Home		08		DO8 v3.02		Com-Indoor-Exit		Ex		Nrs		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.06		1.32		-0.013		1		8760		SDG		1.05		1.31		-0.014		1		8760						Com-Indoor-ExitPGENrsExCZ08		Com-Indoor-ExitSCENrsExCZ08		Com-Indoor-ExitSDGNrsExCZ08

		Health/Medical - Nursing Home - 09		Health/Medical - Nursing Home		09		DO8 v3.02		Com-Indoor-Exit		Ex		Nrs		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.29		-0.014		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGENrsExCZ09		Com-Indoor-ExitSCENrsExCZ09		Com-Indoor-ExitSDGNrsExCZ09

		Health/Medical - Nursing Home - 10		Health/Medical - Nursing Home		10		DO8 v3.02		Com-Indoor-Exit		Ex		Nrs		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.05		1.38		-0.014		1		8760		SDG		1.06		1.39		-0.014		1		8760						Com-Indoor-ExitPGENrsExCZ10		Com-Indoor-ExitSCENrsExCZ10		Com-Indoor-ExitSDGNrsExCZ10

		Health/Medical - Nursing Home - 11		Health/Medical - Nursing Home		11		DO8 v3.02		Com-Indoor-Exit		Ex		Nrs		CZ11		Wtd		PGE		1.03		1.3		-0.016		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGENrsExCZ11		Com-Indoor-ExitSCENrsExCZ11		Com-Indoor-ExitSDGNrsExCZ11

		Health/Medical - Nursing Home - 12		Health/Medical - Nursing Home		12		DO8 v3.02		Com-Indoor-Exit		Ex		Nrs		CZ12		Wtd		PGE		1.02		1.31		-0.017		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGENrsExCZ12		Com-Indoor-ExitSCENrsExCZ12		Com-Indoor-ExitSDGNrsExCZ12

		Health/Medical - Nursing Home - 13		Health/Medical - Nursing Home		13		DO8 v3.02		Com-Indoor-Exit		Ex		Nrs		CZ13		Wtd		PGE		1.05		1.33		-0.014		1		8760		SCE		1.05		1.39		-0.014		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGENrsExCZ13		Com-Indoor-ExitSCENrsExCZ13		Com-Indoor-ExitSDGNrsExCZ13

		Health/Medical - Nursing Home - 14		Health/Medical - Nursing Home		14		DO8 v3.02		Com-Indoor-Exit		Ex		Nrs		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.04		1.37		-0.015		1		8760		SDG		1.04		1.37		-0.015		1		8760						Com-Indoor-ExitPGENrsExCZ14		Com-Indoor-ExitSCENrsExCZ14		Com-Indoor-ExitSDGNrsExCZ14

		Health/Medical - Nursing Home - 15		Health/Medical - Nursing Home		15		DO8 v3.02		Com-Indoor-Exit		Ex		Nrs		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.4		-0.00939		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGENrsExCZ15		Com-Indoor-ExitSCENrsExCZ15		Com-Indoor-ExitSDGNrsExCZ15

		Health/Medical - Nursing Home - 16		Health/Medical - Nursing Home		16		DO8 v3.02		Com-Indoor-Exit		Ex		Nrs		CZ16		Wtd		PGE		0.98		1.19		-0.021		1		8760		SCE		0.96		1.24		-0.021		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGENrsExCZ16		Com-Indoor-ExitSCENrsExCZ16		Com-Indoor-ExitSDGNrsExCZ16

		Health/Medical - Nursing Home - 17		Health/Medical - Nursing Home		17		DO8 v3.02		Com-Indoor-Exit		Ex		Nrs		IOU		Wtd		PGE		1.02		1.29		-0.0172		1		8760		SCE		1.05		1.33		-0.0138		1		8760		SDG		1.04		1.27		-0.0132		1		8760						Com-Indoor-ExitPGENrsExIOU		Com-Indoor-ExitSCENrsExIOU		Com-Indoor-ExitSDGNrsExIOU

		Industrial - 01		Industrial		01		DO8 v3.02		Com-Indoor-Exit		Ex		Ind		CZ01		Wtd		PGE		1.045		1.325		-0.005		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEIndExCZ01		Com-Indoor-ExitSCEIndExCZ01		Com-Indoor-ExitSDGIndExCZ01

		Industrial - 02		Industrial		02		DO8 v3.02		Com-Indoor-Exit		Ex		Ind		CZ02		Wtd		PGE		1.07		1.305		-0.003255		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEIndExCZ02		Com-Indoor-ExitSCEIndExCZ02		Com-Indoor-ExitSDGIndExCZ02

		Industrial - 03		Industrial		03		DO8 v3.02		Com-Indoor-Exit		Ex		Ind		CZ03		Wtd		PGE		1.075		1.28		-0.002905		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEIndExCZ03		Com-Indoor-ExitSCEIndExCZ03		Com-Indoor-ExitSDGIndExCZ03

		Industrial - 04		Industrial		04		DO8 v3.02		Com-Indoor-Exit		Ex		Ind		CZ04		Wtd		PGE		1.08		1.275		-0.0026945		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEIndExCZ04		Com-Indoor-ExitSCEIndExCZ04		Com-Indoor-ExitSDGIndExCZ04

		Industrial - 05		Industrial		05		DO8 v3.02		Com-Indoor-Exit		Ex		Ind		CZ05		Wtd		PGE		1.08		1.37		-0.00228		1		8760		SCE		1.11		1.49		-0.0023		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEIndExCZ05		Com-Indoor-ExitSCEIndExCZ05		Com-Indoor-ExitSDGIndExCZ05

		Industrial - 06		Industrial		06		DO8 v3.02		Com-Indoor-Exit		Ex		Ind		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.135		1.385		-0.00126		1		8760		SDG		1.115		1.385		-0.001525		1		8760						Com-Indoor-ExitPGEIndExCZ06		Com-Indoor-ExitSCEIndExCZ06		Com-Indoor-ExitSDGIndExCZ06

		Industrial - 07		Industrial		07		DO8 v3.02		Com-Indoor-Exit		Ex		Ind		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.115		1.42		-0.00109		1		8760						Com-Indoor-ExitPGEIndExCZ07		Com-Indoor-ExitSCEIndExCZ07		Com-Indoor-ExitSDGIndExCZ07

		Industrial - 08		Industrial		08		DO8 v3.02		Com-Indoor-Exit		Ex		Ind		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.45		-0.001135		1		8760		SDG		1.12		1.445		-0.00134		1		8760						Com-Indoor-ExitPGEIndExCZ08		Com-Indoor-ExitSCEIndExCZ08		Com-Indoor-ExitSDGIndExCZ08

		Industrial - 09		Industrial		09		DO8 v3.02		Com-Indoor-Exit		Ex		Ind		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.145		1.41		-0.000925		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEIndExCZ09		Com-Indoor-ExitSCEIndExCZ09		Com-Indoor-ExitSDGIndExCZ09

		Industrial - 10		Industrial		10		DO8 v3.02		Com-Indoor-Exit		Ex		Ind		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.315		-0.00124		1		8760		SDG		1.12		1.335		-0.0013		1		8760						Com-Indoor-ExitPGEIndExCZ10		Com-Indoor-ExitSCEIndExCZ10		Com-Indoor-ExitSDGIndExCZ10

		Industrial - 11		Industrial		11		DO8 v3.02		Com-Indoor-Exit		Ex		Ind		CZ11		Wtd		PGE		1.07		1.25		-0.0038		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEIndExCZ11		Com-Indoor-ExitSCEIndExCZ11		Com-Indoor-ExitSDGIndExCZ11

		Industrial - 12		Industrial		12		DO8 v3.02		Com-Indoor-Exit		Ex		Ind		CZ12		Wtd		PGE		1.07		1.35		-0.0033		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEIndExCZ12		Com-Indoor-ExitSCEIndExCZ12		Com-Indoor-ExitSDGIndExCZ12

		Industrial - 13		Industrial		13		DO8 v3.02		Com-Indoor-Exit		Ex		Ind		CZ13		Wtd		PGE		1.1		1.275		-0.00263		1		8760		SCE		1.115		1.36		-0.00279		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEIndExCZ13		Com-Indoor-ExitSCEIndExCZ13		Com-Indoor-ExitSDGIndExCZ13

		Industrial - 14		Industrial		14		DO8 v3.02		Com-Indoor-Exit		Ex		Ind		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.36		-0.00345		1		8760		SDG		1.095		1.37		-0.0037		1		8760						Com-Indoor-ExitPGEIndExCZ14		Com-Indoor-ExitSCEIndExCZ14		Com-Indoor-ExitSDGIndExCZ14

		Industrial - 15		Industrial		15		DO8 v3.02		Com-Indoor-Exit		Ex		Ind		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.27		-0.0006		1		8760		SDG		1.2		1.295		-0.0006		1		8760						Com-Indoor-ExitPGEIndExCZ15		Com-Indoor-ExitSCEIndExCZ15		Com-Indoor-ExitSDGIndExCZ15

		Industrial - 16		Industrial		16		DO8 v3.02		Com-Indoor-Exit		Ex		Ind		CZ16		Wtd		PGE		1.01		1.28		-0.008195		1		8760		SCE		1.01		1.355		-0.008195		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEIndExCZ16		Com-Indoor-ExitSCEIndExCZ16		Com-Indoor-ExitSDGIndExCZ16

		Industrial - 17		Industrial		17		DO8 v3.02		Com-Indoor-Exit		Ex		Ind		IOU		Wtd		PGE		1.075		1.295		-0.003039		1		8760		SCE		1.135		1.39		-0.0014025		1		8760		SDG		1.115		1.395		-0.0011935		1		8760						Com-Indoor-ExitPGEIndExIOU		Com-Indoor-ExitSCEIndExIOU		Com-Indoor-ExitSDGIndExIOU

		Lodging - Guest Rooms - 01		Lodging - Guest Rooms		01		DO8 v3.02		Com-Indoor-Exit		Ex		GsR		CZ01		Wtd		PGE		1.05		1.2		-0.0066		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGsRExCZ01		Com-Indoor-ExitSCEGsRExCZ01		Com-Indoor-ExitSDGGsRExCZ01

		Lodging - Guest Rooms - 02		Lodging - Guest Rooms		02		DO8 v3.02		Com-Indoor-Exit		Ex		GsR		CZ02		Wtd		PGE		1.07		1.23		-0.0049		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGsRExCZ02		Com-Indoor-ExitSCEGsRExCZ02		Com-Indoor-ExitSDGGsRExCZ02

		Lodging - Guest Rooms - 03		Lodging - Guest Rooms		03		DO8 v3.02		Com-Indoor-Exit		Ex		GsR		CZ03		Wtd		PGE		1.1		1.22		-0.0043		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGsRExCZ03		Com-Indoor-ExitSCEGsRExCZ03		Com-Indoor-ExitSDGGsRExCZ03

		Lodging - Guest Rooms - 04		Lodging - Guest Rooms		04		DO8 v3.02		Com-Indoor-Exit		Ex		GsR		CZ04		Wtd		PGE		1.1		1.24		-0.004		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGsRExCZ04		Com-Indoor-ExitSCEGsRExCZ04		Com-Indoor-ExitSDGGsRExCZ04

		Lodging - Guest Rooms - 05		Lodging - Guest Rooms		05		DO8 v3.02		Com-Indoor-Exit		Ex		GsR		CZ05		Wtd		PGE		1.09		1.2		-0.0042		1		8760		SCE		1.13		1.27		-0.0033		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGsRExCZ05		Com-Indoor-ExitSCEGsRExCZ05		Com-Indoor-ExitSDGGsRExCZ05

		Lodging - Guest Rooms - 06		Lodging - Guest Rooms		06		DO8 v3.02		Com-Indoor-Exit		Ex		GsR		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.27		-0.002		1		8760		SDG		1.15		1.26		-0.0021		1		8760						Com-Indoor-ExitPGEGsRExCZ06		Com-Indoor-ExitSCEGsRExCZ06		Com-Indoor-ExitSDGGsRExCZ06

		Lodging - Guest Rooms - 07		Lodging - Guest Rooms		07		DO8 v3.02		Com-Indoor-Exit		Ex		GsR		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.16		1.26		-0.00189		1		8760						Com-Indoor-ExitPGEGsRExCZ07		Com-Indoor-ExitSCEGsRExCZ07		Com-Indoor-ExitSDGGsRExCZ07

		Lodging - Guest Rooms - 08		Lodging - Guest Rooms		08		DO8 v3.02		Com-Indoor-Exit		Ex		GsR		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.28		-0.0017		1		8760		SDG		1.16		1.27		-0.00189		1		8760						Com-Indoor-ExitPGEGsRExCZ08		Com-Indoor-ExitSCEGsRExCZ08		Com-Indoor-ExitSDGGsRExCZ08

		Lodging - Guest Rooms - 09		Lodging - Guest Rooms		09		DO8 v3.02		Com-Indoor-Exit		Ex		GsR		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.3		-0.00189		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGsRExCZ09		Com-Indoor-ExitSCEGsRExCZ09		Com-Indoor-ExitSDGGsRExCZ09

		Lodging - Guest Rooms - 10		Lodging - Guest Rooms		10		DO8 v3.02		Com-Indoor-Exit		Ex		GsR		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.3		-0.00229		1		8760		SDG		1.15		1.29		-0.0024		1		8760						Com-Indoor-ExitPGEGsRExCZ10		Com-Indoor-ExitSCEGsRExCZ10		Com-Indoor-ExitSDGGsRExCZ10

		Lodging - Guest Rooms - 11		Lodging - Guest Rooms		11		DO8 v3.02		Com-Indoor-Exit		Ex		GsR		CZ11		Wtd		PGE		1.08		1.24		-0.0046		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGsRExCZ11		Com-Indoor-ExitSCEGsRExCZ11		Com-Indoor-ExitSDGGsRExCZ11

		Lodging - Guest Rooms - 12		Lodging - Guest Rooms		12		DO8 v3.02		Com-Indoor-Exit		Ex		GsR		CZ12		Wtd		PGE		1.08		1.25		-0.0046		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGsRExCZ12		Com-Indoor-ExitSCEGsRExCZ12		Com-Indoor-ExitSDGGsRExCZ12

		Lodging - Guest Rooms - 13		Lodging - Guest Rooms		13		DO8 v3.02		Com-Indoor-Exit		Ex		GsR		CZ13		Wtd		PGE		1.11		1.26		-0.0036		1		8760		SCE		1.14		1.32		-0.0029		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGsRExCZ13		Com-Indoor-ExitSCEGsRExCZ13		Com-Indoor-ExitSDGGsRExCZ13

		Lodging - Guest Rooms - 14		Lodging - Guest Rooms		14		DO8 v3.02		Com-Indoor-Exit		Ex		GsR		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.32		-0.0032		1		8760		SDG		1.1		1.31		-0.0033		1		8760						Com-Indoor-ExitPGEGsRExCZ14		Com-Indoor-ExitSCEGsRExCZ14		Com-Indoor-ExitSDGGsRExCZ14

		Lodging - Guest Rooms - 15		Lodging - Guest Rooms		15		DO8 v3.02		Com-Indoor-Exit		Ex		GsR		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.21		1.32		-0.0011		1		8760		SDG		1.2		1.32		-0.0011		1		8760						Com-Indoor-ExitPGEGsRExCZ15		Com-Indoor-ExitSCEGsRExCZ15		Com-Indoor-ExitSDGGsRExCZ15

		Lodging - Guest Rooms - 16		Lodging - Guest Rooms		16		DO8 v3.02		Com-Indoor-Exit		Ex		GsR		CZ16		Wtd		PGE		0.98		1.23		-0.0082		1		8760		SCE		0.99		1.29		-0.0068		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEGsRExCZ16		Com-Indoor-ExitSCEGsRExCZ16		Com-Indoor-ExitSDGGsRExCZ16

		Lodging - Guest Rooms - 17		Lodging - Guest Rooms		17		DO8 v3.02		Com-Indoor-Exit		Ex		GsR		IOU		Wtd		PGE		1.09		1.23		-0.00438		1		8760		SCE		1.16		1.29		-0.00203		1		8760		SDG		1.16		1.26		-0.00195		1		8760						Com-Indoor-ExitPGEGsRExIOU		Com-Indoor-ExitSCEGsRExIOU		Com-Indoor-ExitSDGGsRExIOU

		Lodging - Hotel - 01		Lodging - Hotel		01		DO8 v3.02		Com-Indoor-Exit		Ex		Htl		CZ01		Wtd		PGE		1		1.2		-0.00689		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHtlExCZ01		Com-Indoor-ExitSCEHtlExCZ01		Com-Indoor-ExitSDGHtlExCZ01

		Lodging - Hotel - 02		Lodging - Hotel		02		DO8 v3.02		Com-Indoor-Exit		Ex		Htl		CZ02		Wtd		PGE		1.03		1.26		-0.0057		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHtlExCZ02		Com-Indoor-ExitSCEHtlExCZ02		Com-Indoor-ExitSDGHtlExCZ02

		Lodging - Hotel - 03		Lodging - Hotel		03		DO8 v3.02		Com-Indoor-Exit		Ex		Htl		CZ03		Wtd		PGE		1.05		1.25		-0.0055		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHtlExCZ03		Com-Indoor-ExitSCEHtlExCZ03		Com-Indoor-ExitSDGHtlExCZ03

		Lodging - Hotel - 04		Lodging - Hotel		04		DO8 v3.02		Com-Indoor-Exit		Ex		Htl		CZ04		Wtd		PGE		1.05		1.27		-0.005		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHtlExCZ04		Com-Indoor-ExitSCEHtlExCZ04		Com-Indoor-ExitSDGHtlExCZ04

		Lodging - Hotel - 05		Lodging - Hotel		05		DO8 v3.02		Com-Indoor-Exit		Ex		Htl		CZ05		Wtd		PGE		1.05		1.24		-0.0053		1		8760		SCE		1.06		1.29		-0.00479		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHtlExCZ05		Com-Indoor-ExitSCEHtlExCZ05		Com-Indoor-ExitSDGHtlExCZ05

		Lodging - Hotel - 06		Lodging - Hotel		06		DO8 v3.02		Com-Indoor-Exit		Ex		Htl		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.28		-0.0034		1		8760		SDG		1.09		1.27		-0.0036		1		8760						Com-Indoor-ExitPGEHtlExCZ06		Com-Indoor-ExitSCEHtlExCZ06		Com-Indoor-ExitSDGHtlExCZ06

		Lodging - Hotel - 07		Lodging - Hotel		07		DO8 v3.02		Com-Indoor-Exit		Ex		Htl		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.09		1.27		-0.0038		1		8760						Com-Indoor-ExitPGEHtlExCZ07		Com-Indoor-ExitSCEHtlExCZ07		Com-Indoor-ExitSDGHtlExCZ07

		Lodging - Hotel - 08		Lodging - Hotel		08		DO8 v3.02		Com-Indoor-Exit		Ex		Htl		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.3		-0.00311		1		8760		SDG		1.09		1.28		-0.00311		1		8760						Com-Indoor-ExitPGEHtlExCZ08		Com-Indoor-ExitSCEHtlExCZ08		Com-Indoor-ExitSDGHtlExCZ08

		Lodging - Hotel - 09		Lodging - Hotel		09		DO8 v3.02		Com-Indoor-Exit		Ex		Htl		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.32		-0.003		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHtlExCZ09		Com-Indoor-ExitSCEHtlExCZ09		Com-Indoor-ExitSDGHtlExCZ09

		Lodging - Hotel - 10		Lodging - Hotel		10		DO8 v3.02		Com-Indoor-Exit		Ex		Htl		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.3		-0.00311		1		8760		SDG		1.09		1.3		-0.0033		1		8760						Com-Indoor-ExitPGEHtlExCZ10		Com-Indoor-ExitSCEHtlExCZ10		Com-Indoor-ExitSDGHtlExCZ10

		Lodging - Hotel - 11		Lodging - Hotel		11		DO8 v3.02		Com-Indoor-Exit		Ex		Htl		CZ11		Wtd		PGE		1.05		1.28		-0.00561		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHtlExCZ11		Com-Indoor-ExitSCEHtlExCZ11		Com-Indoor-ExitSDGHtlExCZ11

		Lodging - Hotel - 12		Lodging - Hotel		12		DO8 v3.02		Com-Indoor-Exit		Ex		Htl		CZ12		Wtd		PGE		1.04		1.28		-0.0053		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHtlExCZ12		Com-Indoor-ExitSCEHtlExCZ12		Com-Indoor-ExitSDGHtlExCZ12

		Lodging - Hotel - 13		Lodging - Hotel		13		DO8 v3.02		Com-Indoor-Exit		Ex		Htl		CZ13		Wtd		PGE		1.08		1.29		-0.0047		1		8760		SCE		1.08		1.34		-0.00521		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHtlExCZ13		Com-Indoor-ExitSCEHtlExCZ13		Com-Indoor-ExitSDGHtlExCZ13

		Lodging - Hotel - 14		Lodging - Hotel		14		DO8 v3.02		Com-Indoor-Exit		Ex		Htl		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.05		1.3		-0.0045		1		8760		SDG		1.05		1.29		-0.0046		1		8760						Com-Indoor-ExitPGEHtlExCZ14		Com-Indoor-ExitSCEHtlExCZ14		Com-Indoor-ExitSDGHtlExCZ14

		Lodging - Hotel - 15		Lodging - Hotel		15		DO8 v3.02		Com-Indoor-Exit		Ex		Htl		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.3		-0.002		1		8760		SDG		1.15		1.3		-0.0024		1		8760						Com-Indoor-ExitPGEHtlExCZ15		Com-Indoor-ExitSCEHtlExCZ15		Com-Indoor-ExitSDGHtlExCZ15

		Lodging - Hotel - 16		Lodging - Hotel		16		DO8 v3.02		Com-Indoor-Exit		Ex		Htl		CZ16		Wtd		PGE		0.94		1.27		-0.0097		1		8760		SCE		0.94		1.31		-0.0086		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEHtlExCZ16		Com-Indoor-ExitSCEHtlExCZ16		Com-Indoor-ExitSDGHtlExCZ16

		Lodging - Hotel - 17		Lodging - Hotel		17		DO8 v3.02		Com-Indoor-Exit		Ex		Htl		IOU		Wtd		PGE		1.05		1.26		-0.00543		1		8760		SCE		1.11		1.3		-0.0033		1		8760		SDG		1.09		1.27		-0.00373		1		8760						Com-Indoor-ExitPGEHtlExIOU		Com-Indoor-ExitSCEHtlExIOU		Com-Indoor-ExitSDGHtlExIOU

		Lodging - Motel - 01		Lodging - Motel		01		DO8 v3.02		Com-Indoor-Exit		Ex		Mtl		CZ01		Wtd		PGE		1.05		1.2		-0.0066		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMtlExCZ01		Com-Indoor-ExitSCEMtlExCZ01		Com-Indoor-ExitSDGMtlExCZ01

		Lodging - Motel - 02		Lodging - Motel		02		DO8 v3.02		Com-Indoor-Exit		Ex		Mtl		CZ02		Wtd		PGE		1.07		1.23		-0.0049		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMtlExCZ02		Com-Indoor-ExitSCEMtlExCZ02		Com-Indoor-ExitSDGMtlExCZ02

		Lodging - Motel - 03		Lodging - Motel		03		DO8 v3.02		Com-Indoor-Exit		Ex		Mtl		CZ03		Wtd		PGE		1.1		1.22		-0.0043		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMtlExCZ03		Com-Indoor-ExitSCEMtlExCZ03		Com-Indoor-ExitSDGMtlExCZ03

		Lodging - Motel - 04		Lodging - Motel		04		DO8 v3.02		Com-Indoor-Exit		Ex		Mtl		CZ04		Wtd		PGE		1.1		1.24		-0.004		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMtlExCZ04		Com-Indoor-ExitSCEMtlExCZ04		Com-Indoor-ExitSDGMtlExCZ04

		Lodging - Motel - 05		Lodging - Motel		05		DO8 v3.02		Com-Indoor-Exit		Ex		Mtl		CZ05		Wtd		PGE		1.09		1.2		-0.0042		1		8760		SCE		1.13		1.27		-0.0033		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMtlExCZ05		Com-Indoor-ExitSCEMtlExCZ05		Com-Indoor-ExitSDGMtlExCZ05

		Lodging - Motel - 06		Lodging - Motel		06		DO8 v3.02		Com-Indoor-Exit		Ex		Mtl		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.27		-0.002		1		8760		SDG		1.15		1.26		-0.0021		1		8760						Com-Indoor-ExitPGEMtlExCZ06		Com-Indoor-ExitSCEMtlExCZ06		Com-Indoor-ExitSDGMtlExCZ06

		Lodging - Motel - 07		Lodging - Motel		07		DO8 v3.02		Com-Indoor-Exit		Ex		Mtl		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.16		1.26		-0.00189		1		8760						Com-Indoor-ExitPGEMtlExCZ07		Com-Indoor-ExitSCEMtlExCZ07		Com-Indoor-ExitSDGMtlExCZ07

		Lodging - Motel - 08		Lodging - Motel		08		DO8 v3.02		Com-Indoor-Exit		Ex		Mtl		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.28		-0.0017		1		8760		SDG		1.16		1.27		-0.00189		1		8760						Com-Indoor-ExitPGEMtlExCZ08		Com-Indoor-ExitSCEMtlExCZ08		Com-Indoor-ExitSDGMtlExCZ08

		Lodging - Motel - 09		Lodging - Motel		09		DO8 v3.02		Com-Indoor-Exit		Ex		Mtl		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.3		-0.00189		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMtlExCZ09		Com-Indoor-ExitSCEMtlExCZ09		Com-Indoor-ExitSDGMtlExCZ09

		Lodging - Motel - 10		Lodging - Motel		10		DO8 v3.02		Com-Indoor-Exit		Ex		Mtl		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.3		-0.00229		1		8760		SDG		1.15		1.29		-0.0024		1		8760						Com-Indoor-ExitPGEMtlExCZ10		Com-Indoor-ExitSCEMtlExCZ10		Com-Indoor-ExitSDGMtlExCZ10

		Lodging - Motel - 11		Lodging - Motel		11		DO8 v3.02		Com-Indoor-Exit		Ex		Mtl		CZ11		Wtd		PGE		1.08		1.24		-0.0046		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMtlExCZ11		Com-Indoor-ExitSCEMtlExCZ11		Com-Indoor-ExitSDGMtlExCZ11

		Lodging - Motel - 12		Lodging - Motel		12		DO8 v3.02		Com-Indoor-Exit		Ex		Mtl		CZ12		Wtd		PGE		1.08		1.25		-0.0046		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMtlExCZ12		Com-Indoor-ExitSCEMtlExCZ12		Com-Indoor-ExitSDGMtlExCZ12

		Lodging - Motel - 13		Lodging - Motel		13		DO8 v3.02		Com-Indoor-Exit		Ex		Mtl		CZ13		Wtd		PGE		1.11		1.26		-0.0036		1		8760		SCE		1.14		1.32		-0.0029		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMtlExCZ13		Com-Indoor-ExitSCEMtlExCZ13		Com-Indoor-ExitSDGMtlExCZ13

		Lodging - Motel - 14		Lodging - Motel		14		DO8 v3.02		Com-Indoor-Exit		Ex		Mtl		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.32		-0.0032		1		8760		SDG		1.1		1.31		-0.0033		1		8760						Com-Indoor-ExitPGEMtlExCZ14		Com-Indoor-ExitSCEMtlExCZ14		Com-Indoor-ExitSDGMtlExCZ14

		Lodging - Motel - 15		Lodging - Motel		15		DO8 v3.02		Com-Indoor-Exit		Ex		Mtl		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.21		1.32		-0.0011		1		8760		SDG		1.2		1.32		-0.0011		1		8760						Com-Indoor-ExitPGEMtlExCZ15		Com-Indoor-ExitSCEMtlExCZ15		Com-Indoor-ExitSDGMtlExCZ15

		Lodging - Motel - 16		Lodging - Motel		16		DO8 v3.02		Com-Indoor-Exit		Ex		Mtl		CZ16		Wtd		PGE		0.98		1.23		-0.0082		1		8760		SCE		0.99		1.29		-0.0068		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMtlExCZ16		Com-Indoor-ExitSCEMtlExCZ16		Com-Indoor-ExitSDGMtlExCZ16

		Lodging - Motel - 17		Lodging - Motel		17		DO8 v3.02		Com-Indoor-Exit		Ex		Mtl		IOU		Wtd		PGE		1.09		1.23		-0.00438		1		8760		SCE		1.16		1.29		-0.00203		1		8760		SDG		1.16		1.26		-0.00195		1		8760						Com-Indoor-ExitPGEMtlExIOU		Com-Indoor-ExitSCEMtlExIOU		Com-Indoor-ExitSDGMtlExIOU

		Manufacturing - Bio/Tech - 01		Manufacturing - Bio/Tech		01		DO8 v3.02		Com-Indoor-Exit		Ex		MBT		CZ01		Wtd		PGE		1.1		1.37		-0.0012		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMBTExCZ01		Com-Indoor-ExitSCEMBTExCZ01		Com-Indoor-ExitSDGMBTExCZ01

		Manufacturing - Bio/Tech - 02		Manufacturing - Bio/Tech		02		DO8 v3.02		Com-Indoor-Exit		Ex		MBT		CZ02		Wtd		PGE		1.11		1.31		-0.0009		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMBTExCZ02		Com-Indoor-ExitSCEMBTExCZ02		Com-Indoor-ExitSDGMBTExCZ02

		Manufacturing - Bio/Tech - 03		Manufacturing - Bio/Tech		03		DO8 v3.02		Com-Indoor-Exit		Ex		MBT		CZ03		Wtd		PGE		1.12		1.28		-0.00071		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMBTExCZ03		Com-Indoor-ExitSCEMBTExCZ03		Com-Indoor-ExitSDGMBTExCZ03

		Manufacturing - Bio/Tech - 04		Manufacturing - Bio/Tech		04		DO8 v3.02		Com-Indoor-Exit		Ex		MBT		CZ04		Wtd		PGE		1.12		1.29		-0.000689		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMBTExCZ04		Com-Indoor-ExitSCEMBTExCZ04		Com-Indoor-ExitSDGMBTExCZ04

		Manufacturing - Bio/Tech - 05		Manufacturing - Bio/Tech		05		DO8 v3.02		Com-Indoor-Exit		Ex		MBT		CZ05		Wtd		PGE		1.12		1.4		-0.00046		1		8760		SCE		1.16		1.53		-0.0006		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMBTExCZ05		Com-Indoor-ExitSCEMBTExCZ05		Com-Indoor-ExitSDGMBTExCZ05

		Manufacturing - Bio/Tech - 06		Manufacturing - Bio/Tech		06		DO8 v3.02		Com-Indoor-Exit		Ex		MBT		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.4		-0.00032		1		8760		SDG		1.16		1.4		-0.00034		1		8760						Com-Indoor-ExitPGEMBTExCZ06		Com-Indoor-ExitSCEMBTExCZ06		Com-Indoor-ExitSDGMBTExCZ06

		Manufacturing - Bio/Tech - 07		Manufacturing - Bio/Tech		07		DO8 v3.02		Com-Indoor-Exit		Ex		MBT		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.16		1.43		-0.00029		1		8760						Com-Indoor-ExitPGEMBTExCZ07		Com-Indoor-ExitSCEMBTExCZ07		Com-Indoor-ExitSDGMBTExCZ07

		Manufacturing - Bio/Tech - 08		Manufacturing - Bio/Tech		08		DO8 v3.02		Com-Indoor-Exit		Ex		MBT		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.5		-0.00038		1		8760		SDG		1.16		1.49		-0.00039		1		8760						Com-Indoor-ExitPGEMBTExCZ08		Com-Indoor-ExitSCEMBTExCZ08		Com-Indoor-ExitSDGMBTExCZ08

		Manufacturing - Bio/Tech - 09		Manufacturing - Bio/Tech		09		DO8 v3.02		Com-Indoor-Exit		Ex		MBT		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.45		-0.00025		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMBTExCZ09		Com-Indoor-ExitSCEMBTExCZ09		Com-Indoor-ExitSDGMBTExCZ09

		Manufacturing - Bio/Tech - 10		Manufacturing - Bio/Tech		10		DO8 v3.02		Com-Indoor-Exit		Ex		MBT		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.25		-0.00038		1		8760		SDG		1.16		1.26		-0.0004		1		8760						Com-Indoor-ExitPGEMBTExCZ10		Com-Indoor-ExitSCEMBTExCZ10		Com-Indoor-ExitSDGMBTExCZ10

		Manufacturing - Bio/Tech - 11		Manufacturing - Bio/Tech		11		DO8 v3.02		Com-Indoor-Exit		Ex		MBT		CZ11		Wtd		PGE		1.11		1.25		-0.0013		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMBTExCZ11		Com-Indoor-ExitSCEMBTExCZ11		Com-Indoor-ExitSDGMBTExCZ11

		Manufacturing - Bio/Tech - 12		Manufacturing - Bio/Tech		12		DO8 v3.02		Com-Indoor-Exit		Ex		MBT		CZ12		Wtd		PGE		1.11		1.38		-0.0011		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMBTExCZ12		Com-Indoor-ExitSCEMBTExCZ12		Com-Indoor-ExitSDGMBTExCZ12

		Manufacturing - Bio/Tech - 13		Manufacturing - Bio/Tech		13		DO8 v3.02		Com-Indoor-Exit		Ex		MBT		CZ13		Wtd		PGE		1.14		1.29		-0.00076		1		8760		SCE		1.16		1.39		-0.00088		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMBTExCZ13		Com-Indoor-ExitSCEMBTExCZ13		Com-Indoor-ExitSDGMBTExCZ13

		Manufacturing - Bio/Tech - 14		Manufacturing - Bio/Tech		14		DO8 v3.02		Com-Indoor-Exit		Ex		MBT		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.35		-0.0014		1		8760		SDG		1.14		1.36		-0.0014		1		8760						Com-Indoor-ExitPGEMBTExCZ14		Com-Indoor-ExitSCEMBTExCZ14		Com-Indoor-ExitSDGMBTExCZ14

		Manufacturing - Bio/Tech - 15		Manufacturing - Bio/Tech		15		DO8 v3.02		Com-Indoor-Exit		Ex		MBT		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.22		1.29		0		1		8760		SDG		1.24		1.32		0		1		8760						Com-Indoor-ExitPGEMBTExCZ15		Com-Indoor-ExitSCEMBTExCZ15		Com-Indoor-ExitSDGMBTExCZ15

		Manufacturing - Bio/Tech - 16		Manufacturing - Bio/Tech		16		DO8 v3.02		Com-Indoor-Exit		Ex		MBT		CZ16		Wtd		PGE		1.06		1.3		-0.00439		1		8760		SCE		1.06		1.38		-0.00439		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMBTExCZ16		Com-Indoor-ExitSCEMBTExCZ16		Com-Indoor-ExitSDGMBTExCZ16

		Manufacturing - Bio/Tech - 17		Manufacturing - Bio/Tech		17		DO8 v3.02		Com-Indoor-Exit		Ex		MBT		IOU		Wtd		PGE		1.12		1.31		-0.000868		1		8760		SCE		1.18		1.41		-0.000465		1		8760		SDG		1.16		1.38		-0.000337		1		8760						Com-Indoor-ExitPGEMBTExIOU		Com-Indoor-ExitSCEMBTExIOU		Com-Indoor-ExitSDGMBTExIOU

		Manufacturing - Light Industrial - 01		Manufacturing - Light Industrial		01		DO8 v3.02		Com-Indoor-Exit		Ex		MLI		CZ01		Wtd		PGE		0.99		1.28		-0.0088		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMLIExCZ01		Com-Indoor-ExitSCEMLIExCZ01		Com-Indoor-ExitSDGMLIExCZ01

		Manufacturing - Light Industrial - 02		Manufacturing - Light Industrial		02		DO8 v3.02		Com-Indoor-Exit		Ex		MLI		CZ02		Wtd		PGE		1.03		1.3		-0.00561		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMLIExCZ02		Com-Indoor-ExitSCEMLIExCZ02		Com-Indoor-ExitSDGMLIExCZ02

		Manufacturing - Light Industrial - 03		Manufacturing - Light Industrial		03		DO8 v3.02		Com-Indoor-Exit		Ex		MLI		CZ03		Wtd		PGE		1.03		1.28		-0.0051		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMLIExCZ03		Com-Indoor-ExitSCEMLIExCZ03		Com-Indoor-ExitSDGMLIExCZ03

		Manufacturing - Light Industrial - 04		Manufacturing - Light Industrial		04		DO8 v3.02		Com-Indoor-Exit		Ex		MLI		CZ04		Wtd		PGE		1.04		1.26		-0.0047		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMLIExCZ04		Com-Indoor-ExitSCEMLIExCZ04		Com-Indoor-ExitSDGMLIExCZ04

		Manufacturing - Light Industrial - 05		Manufacturing - Light Industrial		05		DO8 v3.02		Com-Indoor-Exit		Ex		MLI		CZ05		Wtd		PGE		1.04		1.34		-0.0041		1		8760		SCE		1.06		1.45		-0.004		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMLIExCZ05		Com-Indoor-ExitSCEMLIExCZ05		Com-Indoor-ExitSDGMLIExCZ05

		Manufacturing - Light Industrial - 06		Manufacturing - Light Industrial		06		DO8 v3.02		Com-Indoor-Exit		Ex		MLI		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.37		-0.0022		1		8760		SDG		1.07		1.37		-0.00271		1		8760						Com-Indoor-ExitPGEMLIExCZ06		Com-Indoor-ExitSCEMLIExCZ06		Com-Indoor-ExitSDGMLIExCZ06

		Manufacturing - Light Industrial - 07		Manufacturing - Light Industrial		07		DO8 v3.02		Com-Indoor-Exit		Ex		MLI		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.07		1.41		-0.00189		1		8760						Com-Indoor-ExitPGEMLIExCZ07		Com-Indoor-ExitSCEMLIExCZ07		Com-Indoor-ExitSDGMLIExCZ07

		Manufacturing - Light Industrial - 08		Manufacturing - Light Industrial		08		DO8 v3.02		Com-Indoor-Exit		Ex		MLI		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.4		-0.00189		1		8760		SDG		1.08		1.4		-0.00229		1		8760						Com-Indoor-ExitPGEMLIExCZ08		Com-Indoor-ExitSCEMLIExCZ08		Com-Indoor-ExitSDGMLIExCZ08

		Manufacturing - Light Industrial - 09		Manufacturing - Light Industrial		09		DO8 v3.02		Com-Indoor-Exit		Ex		MLI		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.37		-0.0016		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMLIExCZ09		Com-Indoor-ExitSCEMLIExCZ09		Com-Indoor-ExitSDGMLIExCZ09

		Manufacturing - Light Industrial - 10		Manufacturing - Light Industrial		10		DO8 v3.02		Com-Indoor-Exit		Ex		MLI		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.38		-0.0021		1		8760		SDG		1.08		1.41		-0.0022		1		8760						Com-Indoor-ExitPGEMLIExCZ10		Com-Indoor-ExitSCEMLIExCZ10		Com-Indoor-ExitSDGMLIExCZ10

		Manufacturing - Light Industrial - 11		Manufacturing - Light Industrial		11		DO8 v3.02		Com-Indoor-Exit		Ex		MLI		CZ11		Wtd		PGE		1.03		1.25		-0.0063		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMLIExCZ11		Com-Indoor-ExitSCEMLIExCZ11		Com-Indoor-ExitSDGMLIExCZ11

		Manufacturing - Light Industrial - 12		Manufacturing - Light Industrial		12		DO8 v3.02		Com-Indoor-Exit		Ex		MLI		CZ12		Wtd		PGE		1.03		1.32		-0.0055		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMLIExCZ12		Com-Indoor-ExitSCEMLIExCZ12		Com-Indoor-ExitSDGMLIExCZ12

		Manufacturing - Light Industrial - 13		Manufacturing - Light Industrial		13		DO8 v3.02		Com-Indoor-Exit		Ex		MLI		CZ13		Wtd		PGE		1.06		1.26		-0.0045		1		8760		SCE		1.07		1.33		-0.0047		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMLIExCZ13		Com-Indoor-ExitSCEMLIExCZ13		Com-Indoor-ExitSDGMLIExCZ13

		Manufacturing - Light Industrial - 14		Manufacturing - Light Industrial		14		DO8 v3.02		Com-Indoor-Exit		Ex		MLI		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.06		1.37		-0.0055		1		8760		SDG		1.05		1.38		-0.006		1		8760						Com-Indoor-ExitPGEMLIExCZ14		Com-Indoor-ExitSCEMLIExCZ14		Com-Indoor-ExitSDGMLIExCZ14

		Manufacturing - Light Industrial - 15		Manufacturing - Light Industrial		15		DO8 v3.02		Com-Indoor-Exit		Ex		MLI		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.25		-0.0012		1		8760		SDG		1.16		1.27		-0.0012		1		8760						Com-Indoor-ExitPGEMLIExCZ15		Com-Indoor-ExitSCEMLIExCZ15		Com-Indoor-ExitSDGMLIExCZ15

		Manufacturing - Light Industrial - 16		Manufacturing - Light Industrial		16		DO8 v3.02		Com-Indoor-Exit		Ex		MLI		CZ16		Wtd		PGE		0.96		1.26		-0.012		1		8760		SCE		0.96		1.33		-0.012		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMLIExCZ16		Com-Indoor-ExitSCEMLIExCZ16		Com-Indoor-ExitSDGMLIExCZ16

		Manufacturing - Light Industrial - 17		Manufacturing - Light Industrial		17		DO8 v3.02		Com-Indoor-Exit		Ex		MLI		IOU		Wtd		PGE		1.03		1.28		-0.00521		1		8760		SCE		1.09		1.37		-0.00234		1		8760		SDG		1.07		1.41		-0.00205		1		8760						Com-Indoor-ExitPGEMLIExIOU		Com-Indoor-ExitSCEMLIExIOU		Com-Indoor-ExitSDGMLIExIOU

		Misc - Commercial - 01		Misc - Commercial		01		DO8 v3.02		Com-Indoor-Exit		Ex		MiC		CZ01		Wtd		PGE		0.99		1.2666666667		-0.0102033333		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMiCExCZ01		Com-Indoor-ExitSCEMiCExCZ01		Com-Indoor-ExitSDGMiCExCZ01

		Misc - Commercial - 02		Misc - Commercial		02		DO8 v3.02		Com-Indoor-Exit		Ex		MiC		CZ02		Wtd		PGE		1.03		1.2733333333		-0.0071		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMiCExCZ02		Com-Indoor-ExitSCEMiCExCZ02		Com-Indoor-ExitSDGMiCExCZ02

		Misc - Commercial - 03		Misc - Commercial		03		DO8 v3.02		Com-Indoor-Exit		Ex		MiC		CZ03		Wtd		PGE		1.04		1.2966666667		-0.00653		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMiCExCZ03		Com-Indoor-ExitSCEMiCExCZ03		Com-Indoor-ExitSDGMiCExCZ03

		Misc - Commercial - 04		Misc - Commercial		04		DO8 v3.02		Com-Indoor-Exit		Ex		MiC		CZ04		Wtd		PGE		1.06		1.2966666667		-0.0052966667		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMiCExCZ04		Com-Indoor-ExitSCEMiCExCZ04		Com-Indoor-ExitSDGMiCExCZ04

		Misc - Commercial - 05		Misc - Commercial		05		DO8 v3.02		Com-Indoor-Exit		Ex		MiC		CZ05		Wtd		PGE		1.0566666667		1.28		-0.0052333333		1		8760		SCE		1.0866666667		1.36		-0.0056033333		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMiCExCZ05		Com-Indoor-ExitSCEMiCExCZ05		Com-Indoor-ExitSDGMiCExCZ05

		Misc - Commercial - 06		Misc - Commercial		06		DO8 v3.02		Com-Indoor-Exit		Ex		MiC		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.1233333333		1.3833333333		-0.0035366667		1		8760		SDG		1.12		1.3866666667		-0.0034433333		1		8760						Com-Indoor-ExitPGEMiCExCZ06		Com-Indoor-ExitSCEMiCExCZ06		Com-Indoor-ExitSDGMiCExCZ06

		Misc - Commercial - 07		Misc - Commercial		07		DO8 v3.02		Com-Indoor-Exit		Ex		MiC		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.1333333333		1.38		-0.0025566667		1		8760						Com-Indoor-ExitPGEMiCExCZ07		Com-Indoor-ExitSCEMiCExCZ07		Com-Indoor-ExitSDGMiCExCZ07

		Misc - Commercial - 08		Misc - Commercial		08		DO8 v3.02		Com-Indoor-Exit		Ex		MiC		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.1333333333		1.38		-0.0029333333		1		8760		SDG		1.1333333333		1.3766666667		-0.0027766667		1		8760						Com-Indoor-ExitPGEMiCExCZ08		Com-Indoor-ExitSCEMiCExCZ08		Com-Indoor-ExitSDGMiCExCZ08

		Misc - Commercial - 09		Misc - Commercial		09		DO8 v3.02		Com-Indoor-Exit		Ex		MiC		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.1366666667		1.4066666667		-0.0025666667		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMiCExCZ09		Com-Indoor-ExitSCEMiCExCZ09		Com-Indoor-ExitSDGMiCExCZ09

		Misc - Commercial - 10		Misc - Commercial		10		DO8 v3.02		Com-Indoor-Exit		Ex		MiC		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.1133333333		1.31		-0.00307		1		8760		SDG		1.13		1.34		-0.002863		1		8760						Com-Indoor-ExitPGEMiCExCZ10		Com-Indoor-ExitSCEMiCExCZ10		Com-Indoor-ExitSDGMiCExCZ10

		Misc - Commercial - 11		Misc - Commercial		11		DO8 v3.02		Com-Indoor-Exit		Ex		MiC		CZ11		Wtd		PGE		1.0433333333		1.2866666667		-0.0068766667		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMiCExCZ11		Com-Indoor-ExitSCEMiCExCZ11		Com-Indoor-ExitSDGMiCExCZ11

		Misc - Commercial - 12		Misc - Commercial		12		DO8 v3.02		Com-Indoor-Exit		Ex		MiC		CZ12		Wtd		PGE		1.0466666667		1.28		-0.0064633333		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMiCExCZ12		Com-Indoor-ExitSCEMiCExCZ12		Com-Indoor-ExitSDGMiCExCZ12

		Misc - Commercial - 13		Misc - Commercial		13		DO8 v3.02		Com-Indoor-Exit		Ex		MiC		CZ13		Wtd		PGE		1.0666666667		1.2533333333		-0.0049666667		1		8760		SCE		1.1		1.3233333333		-0.0052666667		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMiCExCZ13		Com-Indoor-ExitSCEMiCExCZ13		Com-Indoor-ExitSDGMiCExCZ13

		Misc - Commercial - 14		Misc - Commercial		14		DO8 v3.02		Com-Indoor-Exit		Ex		MiC		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.08		1.2633333333		-0.006		1		8760		SDG		1.09		1.2633333333		-0.0059033333		1		8760						Com-Indoor-ExitPGEMiCExCZ14		Com-Indoor-ExitSCEMiCExCZ14		Com-Indoor-ExitSDGMiCExCZ14

		Misc - Commercial - 15		Misc - Commercial		15		DO8 v3.02		Com-Indoor-Exit		Ex		MiC		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.17		1.3733333333		-0.0012766667		1		8760		SDG		1.19		1.3733333333		-0.0012096667		1		8760						Com-Indoor-ExitPGEMiCExCZ15		Com-Indoor-ExitSCEMiCExCZ15		Com-Indoor-ExitSDGMiCExCZ15

		Misc - Commercial - 16		Misc - Commercial		16		DO8 v3.02		Com-Indoor-Exit		Ex		MiC		CZ16		Wtd		PGE		0.9666666667		1.22		-0.0116333333		1		8760		SCE		0.9833333333		1.28		-0.0121		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEMiCExCZ16		Com-Indoor-ExitSCEMiCExCZ16		Com-Indoor-ExitSDGMiCExCZ16

		Misc - Commercial - 17		Misc - Commercial		17		DO8 v3.02		Com-Indoor-Exit		Ex		MiC		IOU		Wtd		PGE		1.05		1.2833333333		-0.0062266667		1		8760		SCE		1.1233333333		1.36		-0.0033133333		1		8760		SDG		1.1333333333		1.37		-0.0026773333		1		8760						Com-Indoor-ExitPGEMiCExIOU		Com-Indoor-ExitSCEMiCExIOU		Com-Indoor-ExitSDGMiCExIOU

		Office - Large - 01		Office - Large		01		DO8 v3.02		Com-Indoor-Exit		Ex		OfL		CZ01		Wtd		PGE		1.08		1.38		-0.0095		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfLExCZ01		Com-Indoor-ExitSCEOfLExCZ01		Com-Indoor-ExitSDGOfLExCZ01

		Office - Large - 02		Office - Large		02		DO8 v3.02		Com-Indoor-Exit		Ex		OfL		CZ02		Wtd		PGE		1.09		1.49		-0.008		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfLExCZ02		Com-Indoor-ExitSCEOfLExCZ02		Com-Indoor-ExitSDGOfLExCZ02

		Office - Large - 03		Office - Large		03		DO8 v3.02		Com-Indoor-Exit		Ex		OfL		CZ03		Wtd		PGE		1.1		1.42		-0.0067		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfLExCZ03		Com-Indoor-ExitSCEOfLExCZ03		Com-Indoor-ExitSDGOfLExCZ03

		Office - Large - 04		Office - Large		04		DO8 v3.02		Com-Indoor-Exit		Ex		OfL		CZ04		Wtd		PGE		1.13		1.37		-0.006		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfLExCZ04		Com-Indoor-ExitSCEOfLExCZ04		Com-Indoor-ExitSDGOfLExCZ04

		Office - Large - 05		Office - Large		05		DO8 v3.02		Com-Indoor-Exit		Ex		OfL		CZ05		Wtd		PGE		1.12		1.49		-0.0059		1		8760		SCE		1.14		1.49		-0.00689		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfLExCZ05		Com-Indoor-ExitSCEOfLExCZ05		Com-Indoor-ExitSDGOfLExCZ05

		Office - Large - 06		Office - Large		06		DO8 v3.02		Com-Indoor-Exit		Ex		OfL		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.38		-0.0039		1		8760		SDG		1.16		1.34		-0.002		1		8760						Com-Indoor-ExitPGEOfLExCZ06		Com-Indoor-ExitSCEOfLExCZ06		Com-Indoor-ExitSDGOfLExCZ06

		Office - Large - 07		Office - Large		07		DO8 v3.02		Com-Indoor-Exit		Ex		OfL		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.16		1.39		-0.0022		1		8760						Com-Indoor-ExitPGEOfLExCZ07		Com-Indoor-ExitSCEOfLExCZ07		Com-Indoor-ExitSDGOfLExCZ07

		Office - Large - 08		Office - Large		08		DO8 v3.02		Com-Indoor-Exit		Ex		OfL		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.53		-0.0038		1		8760		SDG		1.16		1.48		-0.0018		1		8760						Com-Indoor-ExitPGEOfLExCZ08		Com-Indoor-ExitSCEOfLExCZ08		Com-Indoor-ExitSDGOfLExCZ08

		Office - Large - 09		Office - Large		09		DO8 v3.02		Com-Indoor-Exit		Ex		OfL		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.5		-0.0047		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfLExCZ09		Com-Indoor-ExitSCEOfLExCZ09		Com-Indoor-ExitSDGOfLExCZ09

		Office - Large - 10		Office - Large		10		DO8 v3.02		Com-Indoor-Exit		Ex		OfL		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.37		-0.00439		1		8760		SDG		1.16		1.33		-0.003		1		8760						Com-Indoor-ExitPGEOfLExCZ10		Com-Indoor-ExitSCEOfLExCZ10		Com-Indoor-ExitSDGOfLExCZ10

		Office - Large - 11		Office - Large		11		DO8 v3.02		Com-Indoor-Exit		Ex		OfL		CZ11		Wtd		PGE		1.07		1.47		-0.0096		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfLExCZ11		Com-Indoor-ExitSCEOfLExCZ11		Com-Indoor-ExitSDGOfLExCZ11

		Office - Large - 12		Office - Large		12		DO8 v3.02		Com-Indoor-Exit		Ex		OfL		CZ12		Wtd		PGE		1.13		1.52		-0.0071		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfLExCZ12		Com-Indoor-ExitSCEOfLExCZ12		Com-Indoor-ExitSDGOfLExCZ12

		Office - Large - 13		Office - Large		13		DO8 v3.02		Com-Indoor-Exit		Ex		OfL		CZ13		Wtd		PGE		1.14		1.54		-0.0062		1		8760		SCE		1.14		1.5		-0.0066		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfLExCZ13		Com-Indoor-ExitSCEOfLExCZ13		Com-Indoor-ExitSDGOfLExCZ13

		Office - Large - 14		Office - Large		14		DO8 v3.02		Com-Indoor-Exit		Ex		OfL		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.41		-0.007		1		8760		SDG		1.13		1.34		-0.0041		1		8760						Com-Indoor-ExitPGEOfLExCZ14		Com-Indoor-ExitSCEOfLExCZ14		Com-Indoor-ExitSDGOfLExCZ14

		Office - Large - 15		Office - Large		15		DO8 v3.02		Com-Indoor-Exit		Ex		OfL		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.22		1.48		-0.0033		1		8760		SDG		1.22		1.43		-0.0017		1		8760						Com-Indoor-ExitPGEOfLExCZ15		Com-Indoor-ExitSCEOfLExCZ15		Com-Indoor-ExitSDGOfLExCZ15

		Office - Large - 16		Office - Large		16		DO8 v3.02		Com-Indoor-Exit		Ex		OfL		CZ16		Wtd		PGE		0.97		1.45		-0.017		1		8760		SCE		1		1.31		-0.016		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfLExCZ16		Com-Indoor-ExitSCEOfLExCZ16		Com-Indoor-ExitSDGOfLExCZ16

		Office - Large - 17		Office - Large		17		DO8 v3.02		Com-Indoor-Exit		Ex		OfL		IOU		Wtd		PGE		1.11		1.44		-0.00671		1		8760		SCE		1.16		1.46		-0.00426		1		8760		SDG		1.16		1.38		-0.00234		1		8760						Com-Indoor-ExitPGEOfLExIOU		Com-Indoor-ExitSCEOfLExIOU		Com-Indoor-ExitSDGOfLExIOU

		Office - Small - 01		Office - Small		01		DO8 v3.02		Com-Indoor-Exit		Ex		OfS		CZ01		Wtd		PGE		1.02		1.32		-0.00561		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfSExCZ01		Com-Indoor-ExitSCEOfSExCZ01		Com-Indoor-ExitSDGOfSExCZ01

		Office - Small - 02		Office - Small		02		DO8 v3.02		Com-Indoor-Exit		Ex		OfS		CZ02		Wtd		PGE		1.04		1.32		-0.0045		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfSExCZ02		Com-Indoor-ExitSCEOfSExCZ02		Com-Indoor-ExitSDGOfSExCZ02

		Office - Small - 03		Office - Small		03		DO8 v3.02		Com-Indoor-Exit		Ex		OfS		CZ03		Wtd		PGE		1.05		1.31		-0.0036		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfSExCZ03		Com-Indoor-ExitSCEOfSExCZ03		Com-Indoor-ExitSDGOfSExCZ03

		Office - Small - 04		Office - Small		04		DO8 v3.02		Com-Indoor-Exit		Ex		OfS		CZ04		Wtd		PGE		1.07		1.32		-0.0033		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfSExCZ04		Com-Indoor-ExitSCEOfSExCZ04		Com-Indoor-ExitSDGOfSExCZ04

		Office - Small - 05		Office - Small		05		DO8 v3.02		Com-Indoor-Exit		Ex		OfS		CZ05		Wtd		PGE		1.07		1.32		-0.0025		1		8760		SCE		1.11		1.4		-0.0028		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfSExCZ05		Com-Indoor-ExitSCEOfSExCZ05		Com-Indoor-ExitSDGOfSExCZ05

		Office - Small - 06		Office - Small		06		DO8 v3.02		Com-Indoor-Exit		Ex		OfS		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.14		1.43		-0.0015		1		8760		SDG		1.14		1.43		-0.00083		1		8760						Com-Indoor-ExitPGEOfSExCZ06		Com-Indoor-ExitSCEOfSExCZ06		Com-Indoor-ExitSDGOfSExCZ06

		Office - Small - 07		Office - Small		07		DO8 v3.02		Com-Indoor-Exit		Ex		OfS		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.15		1.42		-0.00057		1		8760						Com-Indoor-ExitPGEOfSExCZ07		Com-Indoor-ExitSCEOfSExCZ07		Com-Indoor-ExitSDGOfSExCZ07

		Office - Small - 08		Office - Small		08		DO8 v3.02		Com-Indoor-Exit		Ex		OfS		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.44		-0.0015		1		8760		SDG		1.15		1.42		-0.00083		1		8760						Com-Indoor-ExitPGEOfSExCZ08		Com-Indoor-ExitSCEOfSExCZ08		Com-Indoor-ExitSDGOfSExCZ08

		Office - Small - 09		Office - Small		09		DO8 v3.02		Com-Indoor-Exit		Ex		OfS		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.44		-0.0017		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfSExCZ09		Com-Indoor-ExitSCEOfSExCZ09		Com-Indoor-ExitSDGOfSExCZ09

		Office - Small - 10		Office - Small		10		DO8 v3.02		Com-Indoor-Exit		Ex		OfS		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.37		-0.0016		1		8760		SDG		1.15		1.39		-0.000979		1		8760						Com-Indoor-ExitPGEOfSExCZ10		Com-Indoor-ExitSCEOfSExCZ10		Com-Indoor-ExitSDGOfSExCZ10

		Office - Small - 11		Office - Small		11		DO8 v3.02		Com-Indoor-Exit		Ex		OfS		CZ11		Wtd		PGE		1.05		1.32		-0.00521		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfSExCZ11		Com-Indoor-ExitSCEOfSExCZ11		Com-Indoor-ExitSDGOfSExCZ11

		Office - Small - 12		Office - Small		12		DO8 v3.02		Com-Indoor-Exit		Ex		OfS		CZ12		Wtd		PGE		1.06		1.35		-0.0045		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfSExCZ12		Com-Indoor-ExitSCEOfSExCZ12		Com-Indoor-ExitSDGOfSExCZ12

		Office - Small - 13		Office - Small		13		DO8 v3.02		Com-Indoor-Exit		Ex		OfS		CZ13		Wtd		PGE		1.08		1.32		-0.0035		1		8760		SCE		1.12		1.41		-0.0036		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfSExCZ13		Com-Indoor-ExitSCEOfSExCZ13		Com-Indoor-ExitSDGOfSExCZ13

		Office - Small - 14		Office - Small		14		DO8 v3.02		Com-Indoor-Exit		Ex		OfS		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.38		-0.0036		1		8760		SDG		1.11		1.36		-0.00311		1		8760						Com-Indoor-ExitPGEOfSExCZ14		Com-Indoor-ExitSCEOfSExCZ14		Com-Indoor-ExitSDGOfSExCZ14

		Office - Small - 15		Office - Small		15		DO8 v3.02		Com-Indoor-Exit		Ex		OfS		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.2		1.44		-0.0007		1		8760		SDG		1.21		1.42		-0.000439		1		8760						Com-Indoor-ExitPGEOfSExCZ15		Com-Indoor-ExitSCEOfSExCZ15		Com-Indoor-ExitSDGOfSExCZ15

		Office - Small - 16		Office - Small		16		DO8 v3.02		Com-Indoor-Exit		Ex		OfS		CZ16		Wtd		PGE		0.97		1.32		-0.0089		1		8760		SCE		0.98		1.4		-0.0083		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEOfSExCZ16		Com-Indoor-ExitSCEOfSExCZ16		Com-Indoor-ExitSDGOfSExCZ16

		Office - Small - 17		Office - Small		17		DO8 v3.02		Com-Indoor-Exit		Ex		OfS		IOU		Wtd		PGE		1.06		1.32		-0.00393		1		8760		SCE		1.14		1.42		-0.00178		1		8760		SDG		1.15		1.41		-0.000662		1		8760						Com-Indoor-ExitPGEOfSExIOU		Com-Indoor-ExitSCEOfSExIOU		Com-Indoor-ExitSDGOfSExIOU

		Restaurant - Fast-Food - 01		Restaurant - Fast-Food		01		DO8 v3.02		Com-Indoor-Exit		Ex		RFF		CZ01		Wtd		PGE		0.99		1.18		-0.012		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERFFExCZ01		Com-Indoor-ExitSCERFFExCZ01		Com-Indoor-ExitSDGRFFExCZ01

		Restaurant - Fast-Food - 02		Restaurant - Fast-Food		02		DO8 v3.02		Com-Indoor-Exit		Ex		RFF		CZ02		Wtd		PGE		1.02		1.21		-0.0083		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERFFExCZ02		Com-Indoor-ExitSCERFFExCZ02		Com-Indoor-ExitSDGRFFExCZ02

		Restaurant - Fast-Food - 03		Restaurant - Fast-Food		03		DO8 v3.02		Com-Indoor-Exit		Ex		RFF		CZ03		Wtd		PGE		1.02		1.21		-0.0085		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERFFExCZ03		Com-Indoor-ExitSCERFFExCZ03		Com-Indoor-ExitSDGRFFExCZ03

		Restaurant - Fast-Food - 04		Restaurant - Fast-Food		04		DO8 v3.02		Com-Indoor-Exit		Ex		RFF		CZ04		Wtd		PGE		1.04		1.21		-0.0072		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERFFExCZ04		Com-Indoor-ExitSCERFFExCZ04		Com-Indoor-ExitSDGRFFExCZ04

		Restaurant - Fast-Food - 05		Restaurant - Fast-Food		05		DO8 v3.02		Com-Indoor-Exit		Ex		RFF		CZ05		Wtd		PGE		1.03		1.19		-0.0079		1		8760		SCE		1.05		1.25		-0.0089		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERFFExCZ05		Com-Indoor-ExitSCERFFExCZ05		Com-Indoor-ExitSDGRFFExCZ05

		Restaurant - Fast-Food - 06		Restaurant - Fast-Food		06		DO8 v3.02		Com-Indoor-Exit		Ex		RFF		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.27		-0.0061		1		8760		SDG		1.1		1.28		-0.0064		1		8760						Com-Indoor-ExitPGERFFExCZ06		Com-Indoor-ExitSCERFFExCZ06		Com-Indoor-ExitSDGRFFExCZ06

		Restaurant - Fast-Food - 07		Restaurant - Fast-Food		07		DO8 v3.02		Com-Indoor-Exit		Ex		RFF		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.12		1.27		-0.00561		1		8760						Com-Indoor-ExitPGERFFExCZ07		Com-Indoor-ExitSCERFFExCZ07		Com-Indoor-ExitSDGRFFExCZ07

		Restaurant - Fast-Food - 08		Restaurant - Fast-Food		08		DO8 v3.02		Com-Indoor-Exit		Ex		RFF		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.27		-0.0053		1		8760		SDG		1.12		1.28		-0.0055		1		8760						Com-Indoor-ExitPGERFFExCZ08		Com-Indoor-ExitSCERFFExCZ08		Com-Indoor-ExitSDGRFFExCZ08

		Restaurant - Fast-Food - 09		Restaurant - Fast-Food		09		DO8 v3.02		Com-Indoor-Exit		Ex		RFF		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.29		-0.005		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERFFExCZ09		Com-Indoor-ExitSCERFFExCZ09		Com-Indoor-ExitSDGRFFExCZ09

		Restaurant - Fast-Food - 10		Restaurant - Fast-Food		10		DO8 v3.02		Com-Indoor-Exit		Ex		RFF		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.08		1.25		-0.0054		1		8760		SDG		1.12		1.28		-0.00561		1		8760						Com-Indoor-ExitPGERFFExCZ10		Com-Indoor-ExitSCERFFExCZ10		Com-Indoor-ExitSDGRFFExCZ10

		Restaurant - Fast-Food - 11		Restaurant - Fast-Food		11		DO8 v3.02		Com-Indoor-Exit		Ex		RFF		CZ11		Wtd		PGE		1.02		1.21		-0.0076		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERFFExCZ11		Com-Indoor-ExitSCERFFExCZ11		Com-Indoor-ExitSDGRFFExCZ11

		Restaurant - Fast-Food - 12		Restaurant - Fast-Food		12		DO8 v3.02		Com-Indoor-Exit		Ex		RFF		CZ12		Wtd		PGE		1.03		1.21		-0.0075		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERFFExCZ12		Com-Indoor-ExitSCERFFExCZ12		Com-Indoor-ExitSDGRFFExCZ12

		Restaurant - Fast-Food - 13		Restaurant - Fast-Food		13		DO8 v3.02		Com-Indoor-Exit		Ex		RFF		CZ13		Wtd		PGE		1.06		1.2		-0.0061		1		8760		SCE		1.08		1.26		-0.0071		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERFFExCZ13		Com-Indoor-ExitSCERFFExCZ13		Com-Indoor-ExitSDGRFFExCZ13

		Restaurant - Fast-Food - 14		Restaurant - Fast-Food		14		DO8 v3.02		Com-Indoor-Exit		Ex		RFF		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.06		1.27		-0.0082		1		8760		SDG		1.09		1.3		-0.008		1		8760						Com-Indoor-ExitPGERFFExCZ14		Com-Indoor-ExitSCERFFExCZ14		Com-Indoor-ExitSDGRFFExCZ14

		Restaurant - Fast-Food - 15		Restaurant - Fast-Food		15		DO8 v3.02		Com-Indoor-Exit		Ex		RFF		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.25		-0.0028		1		8760		SDG		1.18		1.29		-0.0028		1		8760						Com-Indoor-ExitPGERFFExCZ15		Com-Indoor-ExitSCERFFExCZ15		Com-Indoor-ExitSDGRFFExCZ15

		Restaurant - Fast-Food - 16		Restaurant - Fast-Food		16		DO8 v3.02		Com-Indoor-Exit		Ex		RFF		CZ16		Wtd		PGE		0.95		1.21		-0.013		1		8760		SCE		0.98		1.26		-0.016		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERFFExCZ16		Com-Indoor-ExitSCERFFExCZ16		Com-Indoor-ExitSDGRFFExCZ16

		Restaurant - Fast-Food - 17		Restaurant - Fast-Food		17		DO8 v3.02		Com-Indoor-Exit		Ex		RFF		IOU		Wtd		PGE		1.03		1.21		-0.00777		1		8760		SCE		1.09		1.27		-0.00573		1		8760		SDG		1.12		1.27		-0.00564		1		8760						Com-Indoor-ExitPGERFFExIOU		Com-Indoor-ExitSCERFFExIOU		Com-Indoor-ExitSDGRFFExIOU

		Restaurant - Sit-Down - 01		Restaurant - Sit-Down		01		DO8 v3.02		Com-Indoor-Exit		Ex		RSD		CZ01		Wtd		PGE		0.97		1.23		-0.013		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERSDExCZ01		Com-Indoor-ExitSCERSDExCZ01		Com-Indoor-ExitSDGRSDExCZ01

		Restaurant - Sit-Down - 02		Restaurant - Sit-Down		02		DO8 v3.02		Com-Indoor-Exit		Ex		RSD		CZ02		Wtd		PGE		1.02		1.23		-0.0088		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERSDExCZ02		Com-Indoor-ExitSCERSDExCZ02		Com-Indoor-ExitSDGRSDExCZ02

		Restaurant - Sit-Down - 03		Restaurant - Sit-Down		03		DO8 v3.02		Com-Indoor-Exit		Ex		RSD		CZ03		Wtd		PGE		1.03		1.27		-0.0091		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERSDExCZ03		Com-Indoor-ExitSCERSDExCZ03		Com-Indoor-ExitSDGRSDExCZ03

		Restaurant - Sit-Down - 04		Restaurant - Sit-Down		04		DO8 v3.02		Com-Indoor-Exit		Ex		RSD		CZ04		Wtd		PGE		1.05		1.26		-0.00689		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERSDExCZ04		Com-Indoor-ExitSCERSDExCZ04		Com-Indoor-ExitSDGRSDExCZ04

		Restaurant - Sit-Down - 05		Restaurant - Sit-Down		05		DO8 v3.02		Com-Indoor-Exit		Ex		RSD		CZ05		Wtd		PGE		1.04		1.25		-0.0079		1		8760		SCE		1.07		1.33		-0.0088		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERSDExCZ05		Com-Indoor-ExitSCERSDExCZ05		Com-Indoor-ExitSDGRSDExCZ05

		Restaurant - Sit-Down - 06		Restaurant - Sit-Down		06		DO8 v3.02		Com-Indoor-Exit		Ex		RSD		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.35		-0.0064		1		8760		SDG		1.12		1.37		-0.0067		1		8760						Com-Indoor-ExitPGERSDExCZ06		Com-Indoor-ExitSCERSDExCZ06		Com-Indoor-ExitSDGRSDExCZ06

		Restaurant - Sit-Down - 07		Restaurant - Sit-Down		07		DO8 v3.02		Com-Indoor-Exit		Ex		RSD		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.13		1.36		-0.0051		1		8760						Com-Indoor-ExitPGERSDExCZ07		Com-Indoor-ExitSCERSDExCZ07		Com-Indoor-ExitSDGRSDExCZ07

		Restaurant - Sit-Down - 08		Restaurant - Sit-Down		08		DO8 v3.02		Com-Indoor-Exit		Ex		RSD		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.33		-0.0049		1		8760		SDG		1.13		1.35		-0.0051		1		8760						Com-Indoor-ExitPGERSDExCZ08		Com-Indoor-ExitSCERSDExCZ08		Com-Indoor-ExitSDGRSDExCZ08

		Restaurant - Sit-Down - 09		Restaurant - Sit-Down		09		DO8 v3.02		Com-Indoor-Exit		Ex		RSD		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.37		-0.004		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERSDExCZ09		Com-Indoor-ExitSCERSDExCZ09		Com-Indoor-ExitSDGRSDExCZ09

		Restaurant - Sit-Down - 10		Restaurant - Sit-Down		10		DO8 v3.02		Com-Indoor-Exit		Ex		RSD		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.25		-0.0049		1		8760		SDG		1.13		1.31		-0.0049		1		8760						Com-Indoor-ExitPGERSDExCZ10		Com-Indoor-ExitSCERSDExCZ10		Com-Indoor-ExitSDGRSDExCZ10

		Restaurant - Sit-Down - 11		Restaurant - Sit-Down		11		DO8 v3.02		Com-Indoor-Exit		Ex		RSD		CZ11		Wtd		PGE		1.04		1.25		-0.00771		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERSDExCZ11		Com-Indoor-ExitSCERSDExCZ11		Com-Indoor-ExitSDGRSDExCZ11

		Restaurant - Sit-Down - 12		Restaurant - Sit-Down		12		DO8 v3.02		Com-Indoor-Exit		Ex		RSD		CZ12		Wtd		PGE		1.03		1.2		-0.008		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERSDExCZ12		Com-Indoor-ExitSCERSDExCZ12		Com-Indoor-ExitSDGRSDExCZ12

		Restaurant - Sit-Down - 13		Restaurant - Sit-Down		13		DO8 v3.02		Com-Indoor-Exit		Ex		RSD		CZ13		Wtd		PGE		1.06		1.14		-0.0063		1		8760		SCE		1.09		1.18		-0.0072		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERSDExCZ13		Com-Indoor-ExitSCERSDExCZ13		Com-Indoor-ExitSDGRSDExCZ13

		Restaurant - Sit-Down - 14		Restaurant - Sit-Down		14		DO8 v3.02		Com-Indoor-Exit		Ex		RSD		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.14		-0.0082		1		8760		SDG		1.09		1.16		-0.0083		1		8760						Com-Indoor-ExitPGERSDExCZ14		Com-Indoor-ExitSCERSDExCZ14		Com-Indoor-ExitSDGRSDExCZ14

		Restaurant - Sit-Down - 15		Restaurant - Sit-Down		15		DO8 v3.02		Com-Indoor-Exit		Ex		RSD		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.27		-0.0022		1		8760		SDG		1.2		1.28		-0.00229		1		8760						Com-Indoor-ExitPGERSDExCZ15		Com-Indoor-ExitSCERSDExCZ15		Com-Indoor-ExitSDGRSDExCZ15

		Restaurant - Sit-Down - 16		Restaurant - Sit-Down		16		DO8 v3.02		Com-Indoor-Exit		Ex		RSD		CZ16		Wtd		PGE		0.95		1.08		-0.014		1		8760		SCE		0.99		1.11		-0.016		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERSDExCZ16		Com-Indoor-ExitSCERSDExCZ16		Com-Indoor-ExitSDGRSDExCZ16

		Restaurant - Sit-Down - 17		Restaurant - Sit-Down		17		DO8 v3.02		Com-Indoor-Exit		Ex		RSD		IOU		Wtd		PGE		1.04		1.23		-0.00813		1		8760		SCE		1.11		1.3		-0.00541		1		8760		SDG		1.13		1.35		-0.00514		1		8760						Com-Indoor-ExitPGERSDExIOU		Com-Indoor-ExitSCERSDExIOU		Com-Indoor-ExitSDGRSDExIOU

		Retail - Multistory Large - 01		Retail - Multistory Large		01		DO8 v3.02		Com-Indoor-Exit		Ex		Rt3		CZ01		Wtd		PGE		1.01		1.33		-0.013		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERt3ExCZ01		Com-Indoor-ExitSCERt3ExCZ01		Com-Indoor-ExitSDGRt3ExCZ01

		Retail - Multistory Large - 02		Retail - Multistory Large		02		DO8 v3.02		Com-Indoor-Exit		Ex		Rt3		CZ02		Wtd		PGE		1.06		1.3		-0.008		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERt3ExCZ02		Com-Indoor-ExitSCERt3ExCZ02		Com-Indoor-ExitSDGRt3ExCZ02

		Retail - Multistory Large - 03		Retail - Multistory Large		03		DO8 v3.02		Com-Indoor-Exit		Ex		Rt3		CZ03		Wtd		PGE		1.08		1.34		-0.0064		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERt3ExCZ03		Com-Indoor-ExitSCERt3ExCZ03		Com-Indoor-ExitSDGRt3ExCZ03

		Retail - Multistory Large - 04		Retail - Multistory Large		04		DO8 v3.02		Com-Indoor-Exit		Ex		Rt3		CZ04		Wtd		PGE		1.09		1.33		-0.0059		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERt3ExCZ04		Com-Indoor-ExitSCERt3ExCZ04		Com-Indoor-ExitSDGRt3ExCZ04

		Retail - Multistory Large - 05		Retail - Multistory Large		05		DO8 v3.02		Com-Indoor-Exit		Ex		Rt3		CZ05		Wtd		PGE		1.1		1.29		-0.0038		1		8760		SCE		1.13		1.36		-0.0036		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERt3ExCZ05		Com-Indoor-ExitSCERt3ExCZ05		Com-Indoor-ExitSDGRt3ExCZ05

		Retail - Multistory Large - 06		Retail - Multistory Large		06		DO8 v3.02		Com-Indoor-Exit		Ex		Rt3		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.41		-0.0012		1		8760		SDG		1.15		1.4		-0.0011		1		8760						Com-Indoor-ExitPGERt3ExCZ06		Com-Indoor-ExitSCERt3ExCZ06		Com-Indoor-ExitSDGRt3ExCZ06

		Retail - Multistory Large - 07		Retail - Multistory Large		07		DO8 v3.02		Com-Indoor-Exit		Ex		Rt3		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.16		1.42		-0.00068		1		8760						Com-Indoor-ExitPGERt3ExCZ07		Com-Indoor-ExitSCERt3ExCZ07		Com-Indoor-ExitSDGRt3ExCZ07

		Retail - Multistory Large - 08		Retail - Multistory Large		08		DO8 v3.02		Com-Indoor-Exit		Ex		Rt3		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.38		-0.0015		1		8760		SDG		1.16		1.37		-0.0014		1		8760						Com-Indoor-ExitPGERt3ExCZ08		Com-Indoor-ExitSCERt3ExCZ08		Com-Indoor-ExitSDGRt3ExCZ08

		Retail - Multistory Large - 09		Retail - Multistory Large		09		DO8 v3.02		Com-Indoor-Exit		Ex		Rt3		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.42		-0.0011		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERt3ExCZ09		Com-Indoor-ExitSCERt3ExCZ09		Com-Indoor-ExitSDGRt3ExCZ09

		Retail - Multistory Large - 10		Retail - Multistory Large		10		DO8 v3.02		Com-Indoor-Exit		Ex		Rt3		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.26		-0.00189		1		8760		SDG		1.15		1.27		-0.0018		1		8760						Com-Indoor-ExitPGERt3ExCZ10		Com-Indoor-ExitSCERt3ExCZ10		Com-Indoor-ExitSDGRt3ExCZ10

		Retail - Multistory Large - 11		Retail - Multistory Large		11		DO8 v3.02		Com-Indoor-Exit		Ex		Rt3		CZ11		Wtd		PGE		1.05		1.31		-0.008		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERt3ExCZ11		Com-Indoor-ExitSCERt3ExCZ11		Com-Indoor-ExitSDGRt3ExCZ11

		Retail - Multistory Large - 12		Retail - Multistory Large		12		DO8 v3.02		Com-Indoor-Exit		Ex		Rt3		CZ12		Wtd		PGE		1.06		1.36		-0.0078		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERt3ExCZ12		Com-Indoor-ExitSCERt3ExCZ12		Com-Indoor-ExitSDGRt3ExCZ12

		Retail - Multistory Large - 13		Retail - Multistory Large		13		DO8 v3.02		Com-Indoor-Exit		Ex		Rt3		CZ13		Wtd		PGE		1.08		1.24		-0.0059		1		8760		SCE		1.11		1.3		-0.0057		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERt3ExCZ13		Com-Indoor-ExitSCERt3ExCZ13		Com-Indoor-ExitSDGRt3ExCZ13

		Retail - Multistory Large - 14		Retail - Multistory Large		14		DO8 v3.02		Com-Indoor-Exit		Ex		Rt3		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.08		1.33		-0.0067		1		8760		SDG		1.08		1.34		-0.0067		1		8760						Com-Indoor-ExitPGERt3ExCZ14		Com-Indoor-ExitSCERt3ExCZ14		Com-Indoor-ExitSDGRt3ExCZ14

		Retail - Multistory Large - 15		Retail - Multistory Large		15		DO8 v3.02		Com-Indoor-Exit		Ex		Rt3		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.18		1.39		-0.00053		1		8760		SDG		1.19		1.4		-0.000521		1		8760						Com-Indoor-ExitPGERt3ExCZ15		Com-Indoor-ExitSCERt3ExCZ15		Com-Indoor-ExitSDGRt3ExCZ15

		Retail - Multistory Large - 16		Retail - Multistory Large		16		DO8 v3.02		Com-Indoor-Exit		Ex		Rt3		CZ16		Wtd		PGE		0.97		1.07		-0.014		1		8760		SCE		0.97		1.08		-0.014		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERt3ExCZ16		Com-Indoor-ExitSCERt3ExCZ16		Com-Indoor-ExitSDGRt3ExCZ16

		Retail - Multistory Large - 17		Retail - Multistory Large		17		DO8 v3.02		Com-Indoor-Exit		Ex		Rt3		IOU		Wtd		PGE		1.07		1.32		-0.00682		1		8760		SCE		1.15		1.36		-0.00186		1		8760		SDG		1.16		1.38		-0.00102		1		8760						Com-Indoor-ExitPGERt3ExIOU		Com-Indoor-ExitSCERt3ExIOU		Com-Indoor-ExitSDGRt3ExIOU

		Retail - Single-Story Large - 01		Retail - Single-Story Large		01		DO8 v3.02		Com-Indoor-Exit		Ex		RtL		CZ01		Wtd		PGE		0.97		1.24		-0.014		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtLExCZ01		Com-Indoor-ExitSCERtLExCZ01		Com-Indoor-ExitSDGRtLExCZ01

		Retail - Single-Story Large - 02		Retail - Single-Story Large		02		DO8 v3.02		Com-Indoor-Exit		Ex		RtL		CZ02		Wtd		PGE		1.03		1.25		-0.0084		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtLExCZ02		Com-Indoor-ExitSCERtLExCZ02		Com-Indoor-ExitSDGRtLExCZ02

		Retail - Single-Story Large - 03		Retail - Single-Story Large		03		DO8 v3.02		Com-Indoor-Exit		Ex		RtL		CZ03		Wtd		PGE		1.05		1.28		-0.00811		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtLExCZ03		Com-Indoor-ExitSCERtLExCZ03		Com-Indoor-ExitSDGRtLExCZ03

		Retail - Single-Story Large - 04		Retail - Single-Story Large		04		DO8 v3.02		Com-Indoor-Exit		Ex		RtL		CZ04		Wtd		PGE		1.07		1.27		-0.0066		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtLExCZ04		Com-Indoor-ExitSCERtLExCZ04		Com-Indoor-ExitSDGRtLExCZ04

		Retail - Single-Story Large - 05		Retail - Single-Story Large		05		DO8 v3.02		Com-Indoor-Exit		Ex		RtL		CZ05		Wtd		PGE		1.06		1.26		-0.0064		1		8760		SCE		1.08		1.33		-0.006		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtLExCZ05		Com-Indoor-ExitSCERtLExCZ05		Com-Indoor-ExitSDGRtLExCZ05

		Retail - Single-Story Large - 06		Retail - Single-Story Large		06		DO8 v3.02		Com-Indoor-Exit		Ex		RtL		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.34		-0.0039		1		8760		SDG		1.12		1.34		-0.004		1		8760						Com-Indoor-ExitPGERtLExCZ06		Com-Indoor-ExitSCERtLExCZ06		Com-Indoor-ExitSDGRtLExCZ06

		Retail - Single-Story Large - 07		Retail - Single-Story Large		07		DO8 v3.02		Com-Indoor-Exit		Ex		RtL		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.12		1.37		-0.0029		1		8760						Com-Indoor-ExitPGERtLExCZ07		Com-Indoor-ExitSCERtLExCZ07		Com-Indoor-ExitSDGRtLExCZ07

		Retail - Single-Story Large - 08		Retail - Single-Story Large		08		DO8 v3.02		Com-Indoor-Exit		Ex		RtL		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.32		-0.00311		1		8760		SDG		1.12		1.32		-0.00311		1		8760						Com-Indoor-ExitPGERtLExCZ08		Com-Indoor-ExitSCERtLExCZ08		Com-Indoor-ExitSDGRtLExCZ08

		Retail - Single-Story Large - 09		Retail - Single-Story Large		09		DO8 v3.02		Com-Indoor-Exit		Ex		RtL		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.37		-0.003		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtLExCZ09		Com-Indoor-ExitSCERtLExCZ09		Com-Indoor-ExitSDGRtLExCZ09

		Retail - Single-Story Large - 10		Retail - Single-Story Large		10		DO8 v3.02		Com-Indoor-Exit		Ex		RtL		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.33		-0.0036		1		8760		SDG		1.12		1.33		-0.0038		1		8760						Com-Indoor-ExitPGERtLExCZ10		Com-Indoor-ExitSCERtLExCZ10		Com-Indoor-ExitSDGRtLExCZ10

		Retail - Single-Story Large - 11		Retail - Single-Story Large		11		DO8 v3.02		Com-Indoor-Exit		Ex		RtL		CZ11		Wtd		PGE		1.04		1.27		-0.0082		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtLExCZ11		Com-Indoor-ExitSCERtLExCZ11		Com-Indoor-ExitSDGRtLExCZ11

		Retail - Single-Story Large - 12		Retail - Single-Story Large		12		DO8 v3.02		Com-Indoor-Exit		Ex		RtL		CZ12		Wtd		PGE		1.04		1.28		-0.0084		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtLExCZ12		Com-Indoor-ExitSCERtLExCZ12		Com-Indoor-ExitSDGRtLExCZ12

		Retail - Single-Story Large - 13		Retail - Single-Story Large		13		DO8 v3.02		Com-Indoor-Exit		Ex		RtL		CZ13		Wtd		PGE		1.07		1.28		-0.0061		1		8760		SCE		1.1		1.35		-0.0057		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtLExCZ13		Com-Indoor-ExitSCERtLExCZ13		Com-Indoor-ExitSDGRtLExCZ13

		Retail - Single-Story Large - 14		Retail - Single-Story Large		14		DO8 v3.02		Com-Indoor-Exit		Ex		RtL		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.33		-0.0074		1		8760		SDG		1.07		1.34		-0.0075		1		8760						Com-Indoor-ExitPGERtLExCZ14		Com-Indoor-ExitSCERtLExCZ14		Com-Indoor-ExitSDGRtLExCZ14

		Retail - Single-Story Large - 15		Retail - Single-Story Large		15		DO8 v3.02		Com-Indoor-Exit		Ex		RtL		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.37		-0.0016		1		8760		SDG		1.16		1.38		-0.0016		1		8760						Com-Indoor-ExitPGERtLExCZ15		Com-Indoor-ExitSCERtLExCZ15		Com-Indoor-ExitSDGRtLExCZ15

		Retail - Single-Story Large - 16		Retail - Single-Story Large		16		DO8 v3.02		Com-Indoor-Exit		Ex		RtL		CZ16		Wtd		PGE		0.96		1.17		-0.014		1		8760		SCE		0.97		1.18		-0.013		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtLExCZ16		Com-Indoor-ExitSCERtLExCZ16		Com-Indoor-ExitSDGRtLExCZ16

		Retail - Single-Story Large - 17		Retail - Single-Story Large		17		DO8 v3.02		Com-Indoor-Exit		Ex		RtL		IOU		Wtd		PGE		1.05		1.27		-0.00774		1		8760		SCE		1.12		1.34		-0.00369		1		8760		SDG		1.12		1.36		-0.00317		1		8760						Com-Indoor-ExitPGERtLExIOU		Com-Indoor-ExitSCERtLExIOU		Com-Indoor-ExitSDGRtLExIOU

		Retail - Small - 01		Retail - Small		01		DO8 v3.02		Com-Indoor-Exit		Ex		RtS		CZ01		Wtd		PGE		0.98		1.25		-0.012		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtSExCZ01		Com-Indoor-ExitSCERtSExCZ01		Com-Indoor-ExitSDGRtSExCZ01

		Retail - Small - 02		Retail - Small		02		DO8 v3.02		Com-Indoor-Exit		Ex		RtS		CZ02		Wtd		PGE		1.03		1.27		-0.008		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtSExCZ02		Com-Indoor-ExitSCERtSExCZ02		Com-Indoor-ExitSDGRtSExCZ02

		Retail - Small - 03		Retail - Small		03		DO8 v3.02		Com-Indoor-Exit		Ex		RtS		CZ03		Wtd		PGE		1.04		1.31		-0.00689		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtSExCZ03		Com-Indoor-ExitSCERtSExCZ03		Com-Indoor-ExitSDGRtSExCZ03

		Retail - Small - 04		Retail - Small		04		DO8 v3.02		Com-Indoor-Exit		Ex		RtS		CZ04		Wtd		PGE		1.06		1.31		-0.0057		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtSExCZ04		Com-Indoor-ExitSCERtSExCZ04		Com-Indoor-ExitSDGRtSExCZ04

		Retail - Small - 05		Retail - Small		05		DO8 v3.02		Com-Indoor-Exit		Ex		RtS		CZ05		Wtd		PGE		1.06		1.27		-0.0053		1		8760		SCE		1.08		1.35		-0.00521		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtSExCZ05		Com-Indoor-ExitSCERtSExCZ05		Com-Indoor-ExitSDGRtSExCZ05

		Retail - Small - 06		Retail - Small		06		DO8 v3.02		Com-Indoor-Exit		Ex		RtS		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.12		1.37		-0.00271		1		8760		SDG		1.1		1.36		-0.0028		1		8760						Com-Indoor-ExitPGERtSExCZ06		Com-Indoor-ExitSCERtSExCZ06		Com-Indoor-ExitSDGRtSExCZ06

		Retail - Small - 07		Retail - Small		07		DO8 v3.02		Com-Indoor-Exit		Ex		RtS		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.12		1.36		-0.002		1		8760						Com-Indoor-ExitPGERtSExCZ07		Com-Indoor-ExitSCERtSExCZ07		Com-Indoor-ExitSDGRtSExCZ07

		Retail - Small - 08		Retail - Small		08		DO8 v3.02		Com-Indoor-Exit		Ex		RtS		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.37		-0.0024		1		8760		SDG		1.12		1.36		-0.0024		1		8760						Com-Indoor-ExitPGERtSExCZ08		Com-Indoor-ExitSCERtSExCZ08		Com-Indoor-ExitSDGRtSExCZ08

		Retail - Small - 09		Retail - Small		09		DO8 v3.02		Com-Indoor-Exit		Ex		RtS		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.41		-0.002		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtSExCZ09		Com-Indoor-ExitSCERtSExCZ09		Com-Indoor-ExitSDGRtSExCZ09

		Retail - Small - 10		Retail - Small		10		DO8 v3.02		Com-Indoor-Exit		Ex		RtS		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.31		-0.00271		1		8760		SDG		1.11		1.32		-0.00271		1		8760						Com-Indoor-ExitPGERtSExCZ10		Com-Indoor-ExitSCERtSExCZ10		Com-Indoor-ExitSDGRtSExCZ10

		Retail - Small - 11		Retail - Small		11		DO8 v3.02		Com-Indoor-Exit		Ex		RtS		CZ11		Wtd		PGE		1.04		1.29		-0.00771		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtSExCZ11		Com-Indoor-ExitSCERtSExCZ11		Com-Indoor-ExitSDGRtSExCZ11

		Retail - Small - 12		Retail - Small		12		DO8 v3.02		Com-Indoor-Exit		Ex		RtS		CZ12		Wtd		PGE		1.05		1.29		-0.00689		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtSExCZ12		Com-Indoor-ExitSCERtSExCZ12		Com-Indoor-ExitSDGRtSExCZ12

		Retail - Small - 13		Retail - Small		13		DO8 v3.02		Com-Indoor-Exit		Ex		RtS		CZ13		Wtd		PGE		1.06		1.3		-0.0051		1		8760		SCE		1.09		1.38		-0.005		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtSExCZ13		Com-Indoor-ExitSCERtSExCZ13		Com-Indoor-ExitSDGRtSExCZ13

		Retail - Small - 14		Retail - Small		14		DO8 v3.02		Com-Indoor-Exit		Ex		RtS		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.07		1.27		-0.0062		1		8760		SDG		1.07		1.27		-0.0063		1		8760						Com-Indoor-ExitPGERtSExCZ14		Com-Indoor-ExitSCERtSExCZ14		Com-Indoor-ExitSDGRtSExCZ14

		Retail - Small - 15		Retail - Small		15		DO8 v3.02		Com-Indoor-Exit		Ex		RtS		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.41		-0.00093		1		8760		SDG		1.16		1.42		-0.0009		1		8760						Com-Indoor-ExitPGERtSExCZ15		Com-Indoor-ExitSCERtSExCZ15		Com-Indoor-ExitSDGRtSExCZ15

		Retail - Small - 16		Retail - Small		16		DO8 v3.02		Com-Indoor-Exit		Ex		RtS		CZ16		Wtd		PGE		0.98		1.26		-0.012		1		8760		SCE		0.98		1.33		-0.012		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGERtSExCZ16		Com-Indoor-ExitSCERtSExCZ16		Com-Indoor-ExitSDGRtSExCZ16

		Retail - Small - 17		Retail - Small		17		DO8 v3.02		Com-Indoor-Exit		Ex		RtS		IOU		Wtd		PGE		1.05		1.3		-0.00662		1		8760		SCE		1.12		1.36		-0.00275		1		8760		SDG		1.12		1.35		-0.00223		1		8760						Com-Indoor-ExitPGERtSExIOU		Com-Indoor-ExitSCERtSExIOU		Com-Indoor-ExitSDGRtSExIOU

		Storage - Conditioned - 01		Storage - Conditioned		01		DO8 v3.02		Com-Indoor-Exit		Ex		SCn		CZ01		Wtd		PGE		0.86		1		-0.015		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGESCnExCZ01		Com-Indoor-ExitSCESCnExCZ01		Com-Indoor-ExitSDGSCnExCZ01

		Storage - Conditioned - 02		Storage - Conditioned		02		DO8 v3.02		Com-Indoor-Exit		Ex		SCn		CZ02		Wtd		PGE		0.96		1.34		-0.0089		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGESCnExCZ02		Com-Indoor-ExitSCESCnExCZ02		Com-Indoor-ExitSDGSCnExCZ02

		Storage - Conditioned - 03		Storage - Conditioned		03		DO8 v3.02		Com-Indoor-Exit		Ex		SCn		CZ03		Wtd		PGE		0.93		1.58		-0.0093		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGESCnExCZ03		Com-Indoor-ExitSCESCnExCZ03		Com-Indoor-ExitSDGSCnExCZ03

		Storage - Conditioned - 04		Storage - Conditioned		04		DO8 v3.02		Com-Indoor-Exit		Ex		SCn		CZ04		Wtd		PGE		0.99		1.42		-0.0072		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGESCnExCZ04		Com-Indoor-ExitSCESCnExCZ04		Com-Indoor-ExitSDGSCnExCZ04

		Storage - Conditioned - 05		Storage - Conditioned		05		DO8 v3.02		Com-Indoor-Exit		Ex		SCn		CZ05		Wtd		PGE		0.93		1.42		-0.0079		1		8760		SCE		0.95		1.56		-0.008		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGESCnExCZ05		Com-Indoor-ExitSCESCnExCZ05		Com-Indoor-ExitSDGSCnExCZ05

		Storage - Conditioned - 06		Storage - Conditioned		06		DO8 v3.02		Com-Indoor-Exit		Ex		SCn		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.01		1.52		-0.00561		1		8760		SDG		1.01		1.51		-0.0057		1		8760						Com-Indoor-ExitPGESCnExCZ06		Com-Indoor-ExitSCESCnExCZ06		Com-Indoor-ExitSDGSCnExCZ06

		Storage - Conditioned - 07		Storage - Conditioned		07		DO8 v3.02		Com-Indoor-Exit		Ex		SCn		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.02		1.43		-0.0042		1		8760						Com-Indoor-ExitPGESCnExCZ07		Com-Indoor-ExitSCESCnExCZ07		Com-Indoor-ExitSDGSCnExCZ07

		Storage - Conditioned - 08		Storage - Conditioned		08		DO8 v3.02		Com-Indoor-Exit		Ex		SCn		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.06		1.47		-0.0042		1		8760		SDG		1.05		1.45		-0.0042		1		8760						Com-Indoor-ExitPGESCnExCZ08		Com-Indoor-ExitSCESCnExCZ08		Com-Indoor-ExitSDGSCnExCZ08

		Storage - Conditioned - 09		Storage - Conditioned		09		DO8 v3.02		Com-Indoor-Exit		Ex		SCn		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.06		1.49		-0.00439		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGESCnExCZ09		Com-Indoor-ExitSCESCnExCZ09		Com-Indoor-ExitSDGSCnExCZ09

		Storage - Conditioned - 10		Storage - Conditioned		10		DO8 v3.02		Com-Indoor-Exit		Ex		SCn		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.05		1.45		-0.00439		1		8760		SDG		1.05		1.43		-0.00439		1		8760						Com-Indoor-ExitPGESCnExCZ10		Com-Indoor-ExitSCESCnExCZ10		Com-Indoor-ExitSDGSCnExCZ10

		Storage - Conditioned - 11		Storage - Conditioned		11		DO8 v3.02		Com-Indoor-Exit		Ex		SCn		CZ11		Wtd		PGE		0.97		1.33		-0.0079		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGESCnExCZ11		Com-Indoor-ExitSCESCnExCZ11		Com-Indoor-ExitSDGSCnExCZ11

		Storage - Conditioned - 12		Storage - Conditioned		12		DO8 v3.02		Com-Indoor-Exit		Ex		SCn		CZ12		Wtd		PGE		0.99		1.35		-0.00771		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGESCnExCZ12		Com-Indoor-ExitSCESCnExCZ12		Com-Indoor-ExitSDGSCnExCZ12

		Storage - Conditioned - 13		Storage - Conditioned		13		DO8 v3.02		Com-Indoor-Exit		Ex		SCn		CZ13		Wtd		PGE		1		1.31		-0.0064		1		8760		SCE		1.03		1.42		-0.0067		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGESCnExCZ13		Com-Indoor-ExitSCESCnExCZ13		Com-Indoor-ExitSDGSCnExCZ13

		Storage - Conditioned - 14		Storage - Conditioned		14		DO8 v3.02		Com-Indoor-Exit		Ex		SCn		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.01		1.44		-0.0072		1		8760		SDG		1		1.43		-0.00729		1		8760						Com-Indoor-ExitPGESCnExCZ14		Com-Indoor-ExitSCESCnExCZ14		Com-Indoor-ExitSDGSCnExCZ14

		Storage - Conditioned - 15		Storage - Conditioned		15		DO8 v3.02		Com-Indoor-Exit		Ex		SCn		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.42		-0.0024		1		8760		SDG		1.11		1.39		-0.0025		1		8760						Com-Indoor-ExitPGESCnExCZ15		Com-Indoor-ExitSCESCnExCZ15		Com-Indoor-ExitSDGSCnExCZ15

		Storage - Conditioned - 16		Storage - Conditioned		16		DO8 v3.02		Com-Indoor-Exit		Ex		SCn		CZ16		Wtd		PGE		0.87		1.35		-0.012		1		8760		SCE		0.9		1.46		-0.013		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGESCnExCZ16		Com-Indoor-ExitSCESCnExCZ16		Com-Indoor-ExitSDGSCnExCZ16

		Storage - Conditioned - 17		Storage - Conditioned		17		DO8 v3.02		Com-Indoor-Exit		Ex		SCn		IOU		Wtd		PGE		0.97		1.43		-0.00818		1		8760		SCE		1.05		1.47		-0.00458		1		8760		SDG		1.03		1.43		-0.0043		1		8760						Com-Indoor-ExitPGESCnExIOU		Com-Indoor-ExitSCESCnExIOU		Com-Indoor-ExitSDGSCnExIOU

		Storage - Unconditioned - 01		Storage - Unconditioned		01		DO8 v3.02		Com-Indoor-Exit		Ex		SUn		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGESUnExCZ01		Com-Indoor-ExitSCESUnExCZ01		Com-Indoor-ExitSDGSUnExCZ01

		Storage - Unconditioned - 02		Storage - Unconditioned		02		DO8 v3.02		Com-Indoor-Exit		Ex		SUn		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGESUnExCZ02		Com-Indoor-ExitSCESUnExCZ02		Com-Indoor-ExitSDGSUnExCZ02

		Storage - Unconditioned - 03		Storage - Unconditioned		03		DO8 v3.02		Com-Indoor-Exit		Ex		SUn		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGESUnExCZ03		Com-Indoor-ExitSCESUnExCZ03		Com-Indoor-ExitSDGSUnExCZ03

		Storage - Unconditioned - 04		Storage - Unconditioned		04		DO8 v3.02		Com-Indoor-Exit		Ex		SUn		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGESUnExCZ04		Com-Indoor-ExitSCESUnExCZ04		Com-Indoor-ExitSDGSUnExCZ04

		Storage - Unconditioned - 05		Storage - Unconditioned		05		DO8 v3.02		Com-Indoor-Exit		Ex		SUn		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGESUnExCZ05		Com-Indoor-ExitSCESUnExCZ05		Com-Indoor-ExitSDGSUnExCZ05

		Storage - Unconditioned - 06		Storage - Unconditioned		06		DO8 v3.02		Com-Indoor-Exit		Ex		SUn		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESUnExCZ06		Com-Indoor-ExitSCESUnExCZ06		Com-Indoor-ExitSDGSUnExCZ06

		Storage - Unconditioned - 07		Storage - Unconditioned		07		DO8 v3.02		Com-Indoor-Exit		Ex		SUn		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESUnExCZ07		Com-Indoor-ExitSCESUnExCZ07		Com-Indoor-ExitSDGSUnExCZ07

		Storage - Unconditioned - 08		Storage - Unconditioned		08		DO8 v3.02		Com-Indoor-Exit		Ex		SUn		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESUnExCZ08		Com-Indoor-ExitSCESUnExCZ08		Com-Indoor-ExitSDGSUnExCZ08

		Storage - Unconditioned - 09		Storage - Unconditioned		09		DO8 v3.02		Com-Indoor-Exit		Ex		SUn		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1		1		0		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGESUnExCZ09		Com-Indoor-ExitSCESUnExCZ09		Com-Indoor-ExitSDGSUnExCZ09

		Storage - Unconditioned - 10		Storage - Unconditioned		10		DO8 v3.02		Com-Indoor-Exit		Ex		SUn		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESUnExCZ10		Com-Indoor-ExitSCESUnExCZ10		Com-Indoor-ExitSDGSUnExCZ10

		Storage - Unconditioned - 11		Storage - Unconditioned		11		DO8 v3.02		Com-Indoor-Exit		Ex		SUn		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGESUnExCZ11		Com-Indoor-ExitSCESUnExCZ11		Com-Indoor-ExitSDGSUnExCZ11

		Storage - Unconditioned - 12		Storage - Unconditioned		12		DO8 v3.02		Com-Indoor-Exit		Ex		SUn		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGESUnExCZ12		Com-Indoor-ExitSCESUnExCZ12		Com-Indoor-ExitSDGSUnExCZ12

		Storage - Unconditioned - 13		Storage - Unconditioned		13		DO8 v3.02		Com-Indoor-Exit		Ex		SUn		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGESUnExCZ13		Com-Indoor-ExitSCESUnExCZ13		Com-Indoor-ExitSDGSUnExCZ13

		Storage - Unconditioned - 14		Storage - Unconditioned		14		DO8 v3.02		Com-Indoor-Exit		Ex		SUn		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESUnExCZ14		Com-Indoor-ExitSCESUnExCZ14		Com-Indoor-ExitSDGSUnExCZ14

		Storage - Unconditioned - 15		Storage - Unconditioned		15		DO8 v3.02		Com-Indoor-Exit		Ex		SUn		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESUnExCZ15		Com-Indoor-ExitSCESUnExCZ15		Com-Indoor-ExitSDGSUnExCZ15

		Storage - Unconditioned - 16		Storage - Unconditioned		16		DO8 v3.02		Com-Indoor-Exit		Ex		SUn		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGESUnExCZ16		Com-Indoor-ExitSCESUnExCZ16		Com-Indoor-ExitSDGSUnExCZ16

		Storage - Unconditioned - 17		Storage - Unconditioned		17		DO8 v3.02		Com-Indoor-Exit		Ex		SUn		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESUnExIOU		Com-Indoor-ExitSCESUnExIOU		Com-Indoor-ExitSDGSUnExIOU

		Transportation - Communication - Utilities - 01		Transportation - Communication - Utilities		01		DO8 v3.02		Com-Indoor-Exit		Ex		TCU		CZ01		Wtd		PGE		0.99		1.196		-0.007782		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGETCUExCZ01		Com-Indoor-ExitSCETCUExCZ01		Com-Indoor-ExitSDGTCUExCZ01

		Transportation - Communication - Utilities - 02		Transportation - Communication - Utilities		02		DO8 v3.02		Com-Indoor-Exit		Ex		TCU		CZ02		Wtd		PGE		1.024		1.29		-0.005402		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGETCUExCZ02		Com-Indoor-ExitSCETCUExCZ02		Com-Indoor-ExitSDGTCUExCZ02

		Transportation - Communication - Utilities - 03		Transportation - Communication - Utilities		03		DO8 v3.02		Com-Indoor-Exit		Ex		TCU		CZ03		Wtd		PGE		1.022		1.318		-0.00494		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGETCUExCZ03		Com-Indoor-ExitSCETCUExCZ03		Com-Indoor-ExitSDGTCUExCZ03

		Transportation - Communication - Utilities - 04		Transportation - Communication - Utilities		04		DO8 v3.02		Com-Indoor-Exit		Ex		TCU		CZ04		Wtd		PGE		1.046		1.274		-0.00424		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGETCUExCZ04		Com-Indoor-ExitSCETCUExCZ04		Com-Indoor-ExitSDGTCUExCZ04

		Transportation - Communication - Utilities - 05		Transportation - Communication - Utilities		05		DO8 v3.02		Com-Indoor-Exit		Ex		TCU		CZ05		Wtd		PGE		1.032		1.314		-0.00408		1		8760		SCE		1.052		1.38		-0.004338		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGETCUExCZ05		Com-Indoor-ExitSCETCUExCZ05		Com-Indoor-ExitSDGTCUExCZ05

		Transportation - Communication - Utilities - 06		Transportation - Communication - Utilities		06		DO8 v3.02		Com-Indoor-Exit		Ex		TCU		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.08		1.34		-0.002642		1		8760		SDG		1.076		1.33		-0.002248		1		8760						Com-Indoor-ExitPGETCUExCZ06		Com-Indoor-ExitSCETCUExCZ06		Com-Indoor-ExitSDGTCUExCZ06

		Transportation - Communication - Utilities - 07		Transportation - Communication - Utilities		07		DO8 v3.02		Com-Indoor-Exit		Ex		TCU		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.08		1.33		-0.001772		1		8760						Com-Indoor-ExitPGETCUExCZ07		Com-Indoor-ExitSCETCUExCZ07		Com-Indoor-ExitSDGTCUExCZ07

		Transportation - Communication - Utilities - 08		Transportation - Communication - Utilities		08		DO8 v3.02		Com-Indoor-Exit		Ex		TCU		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.098		1.368		-0.002278		1		8760		SDG		1.088		1.35		-0.001824		1		8760						Com-Indoor-ExitPGETCUExCZ08		Com-Indoor-ExitSCETCUExCZ08		Com-Indoor-ExitSDGTCUExCZ08

		Transportation - Communication - Utilities - 09		Transportation - Communication - Utilities		09		DO8 v3.02		Com-Indoor-Exit		Ex		TCU		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.102		1.36		-0.002478		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGETCUExCZ09		Com-Indoor-ExitSCETCUExCZ09		Com-Indoor-ExitSDGTCUExCZ09

		Transportation - Communication - Utilities - 10		Transportation - Communication - Utilities		10		DO8 v3.02		Com-Indoor-Exit		Ex		TCU		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.082		1.314		-0.002496		1		8760		SDG		1.088		1.312		-0.0021138		1		8760						Com-Indoor-ExitPGETCUExCZ10		Com-Indoor-ExitSCETCUExCZ10		Com-Indoor-ExitSDGTCUExCZ10

		Transportation - Communication - Utilities - 11		Transportation - Communication - Utilities		11		DO8 v3.02		Com-Indoor-Exit		Ex		TCU		CZ11		Wtd		PGE		1.024		1.274		-0.005802		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGETCUExCZ11		Com-Indoor-ExitSCETCUExCZ11		Com-Indoor-ExitSDGTCUExCZ11

		Transportation - Communication - Utilities - 12		Transportation - Communication - Utilities		12		DO8 v3.02		Com-Indoor-Exit		Ex		TCU		CZ12		Wtd		PGE		1.042		1.308		-0.004962		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGETCUExCZ12		Com-Indoor-ExitSCETCUExCZ12		Com-Indoor-ExitSDGTCUExCZ12

		Transportation - Communication - Utilities - 13		Transportation - Communication - Utilities		13		DO8 v3.02		Com-Indoor-Exit		Ex		TCU		CZ13		Wtd		PGE		1.056		1.286		-0.00412		1		8760		SCE		1.072		1.332		-0.00432		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGETCUExCZ13		Com-Indoor-ExitSCETCUExCZ13		Com-Indoor-ExitSDGTCUExCZ13

		Transportation - Communication - Utilities - 14		Transportation - Communication - Utilities		14		DO8 v3.02		Com-Indoor-Exit		Ex		TCU		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.06		1.32		-0.00466		1		8760		SDG		1.058		1.302		-0.0041		1		8760						Com-Indoor-ExitPGETCUExCZ14		Com-Indoor-ExitSCETCUExCZ14		Com-Indoor-ExitSDGTCUExCZ14

		Transportation - Communication - Utilities - 15		Transportation - Communication - Utilities		15		DO8 v3.02		Com-Indoor-Exit		Ex		TCU		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.134		1.318		-0.00152		1		8760		SDG		1.14		1.302		-0.0011678		1		8760						Com-Indoor-ExitPGETCUExCZ15		Com-Indoor-ExitSCETCUExCZ15		Com-Indoor-ExitSDGTCUExCZ15

		Transportation - Communication - Utilities - 16		Transportation - Communication - Utilities		16		DO8 v3.02		Com-Indoor-Exit		Ex		TCU		CZ16		Wtd		PGE		0.954		1.276		-0.00998		1		8760		SCE		0.968		1.3		-0.00986		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGETCUExCZ16		Com-Indoor-ExitSCETCUExCZ16		Com-Indoor-ExitSDGTCUExCZ16

		Transportation - Communication - Utilities - 17		Transportation - Communication - Utilities		17		DO8 v3.02		Com-Indoor-Exit		Ex		TCU		IOU		Wtd		PGE		1.034		1.294		-0.004806		1		8760		SCE		1.088		1.344		-0.002592		1		8760		SDG		1.082		1.326		-0.0018704		1		8760						Com-Indoor-ExitPGETCUExIOU		Com-Indoor-ExitSCETCUExIOU		Com-Indoor-ExitSDGTCUExIOU

		Warehouse - Refrigerated - 01		Warehouse - Refrigerated		01		DO8 v3.02		Com-Indoor-Exit		Ex		WRf		CZ01		Wtd		PGE		1.42		1.24		0		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEWRfExCZ01		Com-Indoor-ExitSCEWRfExCZ01		Com-Indoor-ExitSDGWRfExCZ01

		Warehouse - Refrigerated - 02		Warehouse - Refrigerated		02		DO8 v3.02		Com-Indoor-Exit		Ex		WRf		CZ02		Wtd		PGE		1.46		1.22		0		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEWRfExCZ02		Com-Indoor-ExitSCEWRfExCZ02		Com-Indoor-ExitSDGWRfExCZ02

		Warehouse - Refrigerated - 03		Warehouse - Refrigerated		03		DO8 v3.02		Com-Indoor-Exit		Ex		WRf		CZ03		Wtd		PGE		1.37		1.23		0		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEWRfExCZ03		Com-Indoor-ExitSCEWRfExCZ03		Com-Indoor-ExitSDGWRfExCZ03

		Warehouse - Refrigerated - 04		Warehouse - Refrigerated		04		DO8 v3.02		Com-Indoor-Exit		Ex		WRf		CZ04		Wtd		PGE		1.32		1.24		0		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEWRfExCZ04		Com-Indoor-ExitSCEWRfExCZ04		Com-Indoor-ExitSDGWRfExCZ04

		Warehouse - Refrigerated - 05		Warehouse - Refrigerated		05		DO8 v3.02		Com-Indoor-Exit		Ex		WRf		CZ05		Wtd		PGE		1.42		1.26		0		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEWRfExCZ05		Com-Indoor-ExitSCEWRfExCZ05		Com-Indoor-ExitSDGWRfExCZ05

		Warehouse - Refrigerated - 06		Warehouse - Refrigerated		06		DO8 v3.02		Com-Indoor-Exit		Ex		WRf		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.46		1.23		0		1		8760		SDG		1.44		1.23		0		1		8760						Com-Indoor-ExitPGEWRfExCZ06		Com-Indoor-ExitSCEWRfExCZ06		Com-Indoor-ExitSDGWRfExCZ06

		Warehouse - Refrigerated - 07		Warehouse - Refrigerated		07		DO8 v3.02		Com-Indoor-Exit		Ex		WRf		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.39		1.22		0		1		8760						Com-Indoor-ExitPGEWRfExCZ07		Com-Indoor-ExitSCEWRfExCZ07		Com-Indoor-ExitSDGWRfExCZ07

		Warehouse - Refrigerated - 08		Warehouse - Refrigerated		08		DO8 v3.02		Com-Indoor-Exit		Ex		WRf		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.34		1.4		0		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEWRfExCZ08		Com-Indoor-ExitSCEWRfExCZ08		Com-Indoor-ExitSDGWRfExCZ08

		Warehouse - Refrigerated - 09		Warehouse - Refrigerated		09		DO8 v3.02		Com-Indoor-Exit		Ex		WRf		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.39		1.24		0		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEWRfExCZ09		Com-Indoor-ExitSCEWRfExCZ09		Com-Indoor-ExitSDGWRfExCZ09

		Warehouse - Refrigerated - 10		Warehouse - Refrigerated		10		DO8 v3.02		Com-Indoor-Exit		Ex		WRf		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.46		1.24		0		1		8760		SDG		1.46		1.24		0		1		8760						Com-Indoor-ExitPGEWRfExCZ10		Com-Indoor-ExitSCEWRfExCZ10		Com-Indoor-ExitSDGWRfExCZ10

		Warehouse - Refrigerated - 11		Warehouse - Refrigerated		11		DO8 v3.02		Com-Indoor-Exit		Ex		WRf		CZ11		Wtd		PGE		1.4		1.23		-0.000189		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEWRfExCZ11		Com-Indoor-ExitSCEWRfExCZ11		Com-Indoor-ExitSDGWRfExCZ11

		Warehouse - Refrigerated - 12		Warehouse - Refrigerated		12		DO8 v3.02		Com-Indoor-Exit		Ex		WRf		CZ12		Wtd		PGE		1.34		1.26		0		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Com-Indoor-ExitPGEWRfExCZ12		Com-Indoor-ExitSCEWRfExCZ12		Com-Indoor-ExitSDGWRfExCZ12

		Warehouse - Refrigerated - 13		Warehouse - Refrigerated		13		DO8 v3.02		Com-Indoor-Exit		Ex		WRf		CZ13		Wtd		PGE		1.34		1.25		0		1		8760		SCE		1.32		1.25		0		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEWRfExCZ13		Com-Indoor-ExitSCEWRfExCZ13		Com-Indoor-ExitSDGWRfExCZ13

		Warehouse - Refrigerated - 14		Warehouse - Refrigerated		14		DO8 v3.02		Com-Indoor-Exit		Ex		WRf		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.39		1.23		0		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEWRfExCZ14		Com-Indoor-ExitSCEWRfExCZ14		Com-Indoor-ExitSDGWRfExCZ14

		Warehouse - Refrigerated - 15		Warehouse - Refrigerated		15		DO8 v3.02		Com-Indoor-Exit		Ex		WRf		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.42		1.23		0		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEWRfExCZ15		Com-Indoor-ExitSCEWRfExCZ15		Com-Indoor-ExitSDGWRfExCZ15

		Warehouse - Refrigerated - 16		Warehouse - Refrigerated		16		DO8 v3.02		Com-Indoor-Exit		Ex		WRf		CZ16		Wtd		PGE		1.38		1.21		-0.00043		1		8760		SCE		1.39		1.21		-0.00042		1		8760		SDG		0		0		0		0		0						Com-Indoor-ExitPGEWRfExCZ16		Com-Indoor-ExitSCEWRfExCZ16		Com-Indoor-ExitSDGWRfExCZ16

		Warehouse - Refrigerated - 17		Warehouse - Refrigerated		17		DO8 v3.02		Com-Indoor-Exit		Ex		WRf		IOU		Wtd		PGE		1.36		1.24		-0.00000834		1		8760		SCE		1.39		1.29		-0.00000135		1		8760		SDG		1.4		1.22		0		1		8760						Com-Indoor-ExitPGEWRfExIOU		Com-Indoor-ExitSCEWRfExIOU		Com-Indoor-ExitSDGWRfExIOU

		Commercial Weighted - 17		Commercial Weighted		17		DO8 v3.02		Com-Indoor-Exit		Ex		Com		IOU		Wtd		PGE		1.05		1.26		-0.0072		1		8760		SCE		1.11		1.32		-0.00394		1		8760		SDG		1.11		1.33		-0.00361		1		8760						Com-Indoor-ExitPGEComExIOU		Com-Indoor-ExitSCEComExIOU		Com-Indoor-ExitSDGComExIOU

		Exterior/None - Residential Mobile Home - Double-Wide - 01		Residential Mobile Home - Double-Wide		01		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ01		Wtd		PGE		1		1		0		0.049		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with CDF and hours from exit lighting.				Res-Indoor-CFLPGEDMoExCZ01		Res-Indoor-CFLSCEDMoExCZ01		Res-Indoor-CFLSDGDMoExCZ01

		Exterior/None - Residential Mobile Home - Double-Wide - 02		Residential Mobile Home - Double-Wide		02		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ02		Wtd		PGE		1		1		0		0.043		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ02		Res-Indoor-CFLSCEDMoExCZ02		Res-Indoor-CFLSDGDMoExCZ02

		Exterior/None - Residential Mobile Home - Double-Wide - 03		Residential Mobile Home - Double-Wide		03		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ03		Wtd		PGE		1		1		0		0.043		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ03		Res-Indoor-CFLSCEDMoExCZ03		Res-Indoor-CFLSDGDMoExCZ03

		Exterior/None - Residential Mobile Home - Double-Wide - 04		Residential Mobile Home - Double-Wide		04		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ04		Wtd		PGE		1		1		0		0.043		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ04		Res-Indoor-CFLSCEDMoExCZ04		Res-Indoor-CFLSDGDMoExCZ04

		Exterior/None - Residential Mobile Home - Double-Wide - 05		Residential Mobile Home - Double-Wide		05		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ05		Wtd		PGE		1		1		0		0.047		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ05		Res-Indoor-CFLSCEDMoExCZ05		Res-Indoor-CFLSDGDMoExCZ05

		Exterior/None - Residential Mobile Home - Double-Wide - 06		Residential Mobile Home - Double-Wide		06		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		8760		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ06		Res-Indoor-CFLSCEDMoExCZ06		Res-Indoor-CFLSDGDMoExCZ06

		Exterior/None - Residential Mobile Home - Double-Wide - 07		Residential Mobile Home - Double-Wide		07		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.047		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ07		Res-Indoor-CFLSCEDMoExCZ07		Res-Indoor-CFLSDGDMoExCZ07

		Exterior/None - Residential Mobile Home - Double-Wide - 08		Residential Mobile Home - Double-Wide		08		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.047		8760		SDG		1		1		0		0.047		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ08		Res-Indoor-CFLSCEDMoExCZ08		Res-Indoor-CFLSDGDMoExCZ08

		Exterior/None - Residential Mobile Home - Double-Wide - 09		Residential Mobile Home - Double-Wide		09		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.045		8760		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ09		Res-Indoor-CFLSCEDMoExCZ09		Res-Indoor-CFLSDGDMoExCZ09

		Exterior/None - Residential Mobile Home - Double-Wide - 10		Residential Mobile Home - Double-Wide		10		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		8760		SDG		1		1		0		0.043		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ10		Res-Indoor-CFLSCEDMoExCZ10		Res-Indoor-CFLSDGDMoExCZ10

		Exterior/None - Residential Mobile Home - Double-Wide - 11		Residential Mobile Home - Double-Wide		11		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ11		Wtd		PGE		1		1		0		0.044		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ11		Res-Indoor-CFLSCEDMoExCZ11		Res-Indoor-CFLSDGDMoExCZ11

		Exterior/None - Residential Mobile Home - Double-Wide - 12		Residential Mobile Home - Double-Wide		12		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ12		Wtd		PGE		1		1		0		0.045		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ12		Res-Indoor-CFLSCEDMoExCZ12		Res-Indoor-CFLSDGDMoExCZ12

		Exterior/None - Residential Mobile Home - Double-Wide - 13		Residential Mobile Home - Double-Wide		13		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ13		Wtd		PGE		1		1		0		0.045		8760		SCE		1		1		0		0.045		8760		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ13		Res-Indoor-CFLSCEDMoExCZ13		Res-Indoor-CFLSDGDMoExCZ13

		Exterior/None - Residential Mobile Home - Double-Wide - 14		Residential Mobile Home - Double-Wide		14		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		8760		SDG		1		1		0		0.043		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ14		Res-Indoor-CFLSCEDMoExCZ14		Res-Indoor-CFLSDGDMoExCZ14

		Exterior/None - Residential Mobile Home - Double-Wide - 15		Residential Mobile Home - Double-Wide		15		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.044		8760		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ15		Res-Indoor-CFLSCEDMoExCZ15		Res-Indoor-CFLSDGDMoExCZ15

		Exterior/None - Residential Mobile Home - Double-Wide - 16		Residential Mobile Home - Double-Wide		16		Exterior/None		Res-Indoor-CFL		Ex		DMo		CZ16		Wtd		PGE		1		1		0		0.045		8760		SCE		1		1		0		0.045		8760		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExCZ16		Res-Indoor-CFLSCEDMoExCZ16		Res-Indoor-CFLSDGDMoExCZ16

		Exterior/None - Residential Mobile Home - Double-Wide - 17		Residential Mobile Home - Double-Wide		17		Exterior/None		Res-Indoor-CFL		Ex		DMo		IOU		Wtd		PGE		1		1		0		0.0444		8760		SCE		1		1		0		0.0442		8760		SDG		1		1		0		0.0451		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEDMoExIOU		Res-Indoor-CFLSCEDMoExIOU		Res-Indoor-CFLSDGDMoExIOU

		Exterior/None - Residential Multi-Family - 01		Residential Multi-Family		01		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ01		Wtd		PGE		1		1		0		0.049		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ01		Res-Indoor-CFLSCEMFmExCZ01		Res-Indoor-CFLSDGMFmExCZ01

		Exterior/None - Residential Multi-Family - 02		Residential Multi-Family		02		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ02		Wtd		PGE		1		1		0		0.043		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ02		Res-Indoor-CFLSCEMFmExCZ02		Res-Indoor-CFLSDGMFmExCZ02

		Exterior/None - Residential Multi-Family - 03		Residential Multi-Family		03		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ03		Wtd		PGE		1		1		0		0.043		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ03		Res-Indoor-CFLSCEMFmExCZ03		Res-Indoor-CFLSDGMFmExCZ03

		Exterior/None - Residential Multi-Family - 04		Residential Multi-Family		04		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ04		Wtd		PGE		1		1		0		0.043		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ04		Res-Indoor-CFLSCEMFmExCZ04		Res-Indoor-CFLSDGMFmExCZ04

		Exterior/None - Residential Multi-Family - 05		Residential Multi-Family		05		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ05		Wtd		PGE		1		1		0		0.047		8760		SCE		1		1		0		0.047		8760		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ05		Res-Indoor-CFLSCEMFmExCZ05		Res-Indoor-CFLSDGMFmExCZ05

		Exterior/None - Residential Multi-Family - 06		Residential Multi-Family		06		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		8760		SDG		1		1		0		0.043		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ06		Res-Indoor-CFLSCEMFmExCZ06		Res-Indoor-CFLSDGMFmExCZ06

		Exterior/None - Residential Multi-Family - 07		Residential Multi-Family		07		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.047		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ07		Res-Indoor-CFLSCEMFmExCZ07		Res-Indoor-CFLSDGMFmExCZ07

		Exterior/None - Residential Multi-Family - 08		Residential Multi-Family		08		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.047		8760		SDG		1		1		0		0.047		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ08		Res-Indoor-CFLSCEMFmExCZ08		Res-Indoor-CFLSDGMFmExCZ08

		Exterior/None - Residential Multi-Family - 09		Residential Multi-Family		09		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.045		8760		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ09		Res-Indoor-CFLSCEMFmExCZ09		Res-Indoor-CFLSDGMFmExCZ09

		Exterior/None - Residential Multi-Family - 10		Residential Multi-Family		10		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		8760		SDG		1		1		0		0.043		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ10		Res-Indoor-CFLSCEMFmExCZ10		Res-Indoor-CFLSDGMFmExCZ10

		Exterior/None - Residential Multi-Family - 11		Residential Multi-Family		11		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ11		Wtd		PGE		1		1		0		0.044		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ11		Res-Indoor-CFLSCEMFmExCZ11		Res-Indoor-CFLSDGMFmExCZ11

		Exterior/None - Residential Multi-Family - 12		Residential Multi-Family		12		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ12		Wtd		PGE		1		1		0		0.045		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ12		Res-Indoor-CFLSCEMFmExCZ12		Res-Indoor-CFLSDGMFmExCZ12

		Exterior/None - Residential Multi-Family - 13		Residential Multi-Family		13		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ13		Wtd		PGE		1		1		0		0.045		8760		SCE		1		1		0		0.045		8760		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ13		Res-Indoor-CFLSCEMFmExCZ13		Res-Indoor-CFLSDGMFmExCZ13

		Exterior/None - Residential Multi-Family - 14		Residential Multi-Family		14		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		8760		SDG		1		1		0		0.043		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ14		Res-Indoor-CFLSCEMFmExCZ14		Res-Indoor-CFLSDGMFmExCZ14

		Exterior/None - Residential Multi-Family - 15		Residential Multi-Family		15		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.044		8760		SDG		1		1		0		0.044		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ15		Res-Indoor-CFLSCEMFmExCZ15		Res-Indoor-CFLSDGMFmExCZ15

		Exterior/None - Residential Multi-Family - 16		Residential Multi-Family		16		Exterior/None		Res-Indoor-CFL		Ex		MFm		CZ16		Wtd		PGE		1		1		0		0.045		8760		SCE		1		1		0		0.045		8760		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExCZ16		Res-Indoor-CFLSCEMFmExCZ16		Res-Indoor-CFLSDGMFmExCZ16

		Exterior/None - Residential Multi-Family - 17		Residential Multi-Family		17		Exterior/None		Res-Indoor-CFL		Ex		MFm		IOU		Wtd		PGE		1		1		0		0.0437		8760		SCE		1		1		0		0.0446		8760		SDG		1		1		0		0.046		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEMFmExIOU		Res-Indoor-CFLSCEMFmExIOU		Res-Indoor-CFLSDGMFmExIOU

		Exterior/None - Residential Single Family - 01		Residential Single Family		01		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ01		Wtd		PGE		1		1		0		0.049		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ01		Res-Indoor-CFLSCESFmExCZ01		Res-Indoor-CFLSDGSFmExCZ01

		Exterior/None - Residential Single Family - 02		Residential Single Family		02		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ02		Wtd		PGE		1		1		0		0.043		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ02		Res-Indoor-CFLSCESFmExCZ02		Res-Indoor-CFLSDGSFmExCZ02

		Exterior/None - Residential Single Family - 03		Residential Single Family		03		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ03		Wtd		PGE		1		1		0		0.043		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ03		Res-Indoor-CFLSCESFmExCZ03		Res-Indoor-CFLSDGSFmExCZ03

		Exterior/None - Residential Single Family - 04		Residential Single Family		04		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ04		Wtd		PGE		1		1		0		0.043		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ04		Res-Indoor-CFLSCESFmExCZ04		Res-Indoor-CFLSDGSFmExCZ04

		Exterior/None - Residential Single Family - 05		Residential Single Family		05		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ05		Wtd		PGE		1		1		0		0.047		8760		SCE		1		1		0		0.047		8760		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ05		Res-Indoor-CFLSCESFmExCZ05		Res-Indoor-CFLSDGSFmExCZ05

		Exterior/None - Residential Single Family - 06		Residential Single Family		06		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		8760		SDG		1		1		0		0.043		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ06		Res-Indoor-CFLSCESFmExCZ06		Res-Indoor-CFLSDGSFmExCZ06

		Exterior/None - Residential Single Family - 07		Residential Single Family		07		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		0.047		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ07		Res-Indoor-CFLSCESFmExCZ07		Res-Indoor-CFLSDGSFmExCZ07

		Exterior/None - Residential Single Family - 08		Residential Single Family		08		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.047		8760		SDG		1		1		0		0.047		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ08		Res-Indoor-CFLSCESFmExCZ08		Res-Indoor-CFLSDGSFmExCZ08

		Exterior/None - Residential Single Family - 09		Residential Single Family		09		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.045		8760		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ09		Res-Indoor-CFLSCESFmExCZ09		Res-Indoor-CFLSDGSFmExCZ09

		Exterior/None - Residential Single Family - 10		Residential Single Family		10		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		8760		SDG		1		1		0		0.043		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ10		Res-Indoor-CFLSCESFmExCZ10		Res-Indoor-CFLSDGSFmExCZ10

		Exterior/None - Residential Single Family - 11		Residential Single Family		11		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ11		Wtd		PGE		1		1		0		0.044		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ11		Res-Indoor-CFLSCESFmExCZ11		Res-Indoor-CFLSDGSFmExCZ11

		Exterior/None - Residential Single Family - 12		Residential Single Family		12		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ12		Wtd		PGE		1		1		0		0.045		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ12		Res-Indoor-CFLSCESFmExCZ12		Res-Indoor-CFLSDGSFmExCZ12

		Exterior/None - Residential Single Family - 13		Residential Single Family		13		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ13		Wtd		PGE		1		1		0		0.045		8760		SCE		1		1		0		0.045		8760		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ13		Res-Indoor-CFLSCESFmExCZ13		Res-Indoor-CFLSDGSFmExCZ13

		Exterior/None - Residential Single Family - 14		Residential Single Family		14		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.043		8760		SDG		1		1		0		0.043		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ14		Res-Indoor-CFLSCESFmExCZ14		Res-Indoor-CFLSDGSFmExCZ14

		Exterior/None - Residential Single Family - 15		Residential Single Family		15		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0.044		8760		SDG		1		1		0		0.044		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ15		Res-Indoor-CFLSCESFmExCZ15		Res-Indoor-CFLSDGSFmExCZ15

		Exterior/None - Residential Single Family - 16		Residential Single Family		16		Exterior/None		Res-Indoor-CFL		Ex		SFm		CZ16		Wtd		PGE		1		1		0		0.045		8760		SCE		1		1		0		0.045		8760		SDG		1		1		0		0		0		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExCZ16		Res-Indoor-CFLSCESFmExCZ16		Res-Indoor-CFLSDGSFmExCZ16

		Exterior/None - Residential Single Family - 17		Residential Single Family		17		Exterior/None		Res-Indoor-CFL		Ex		SFm		IOU		Wtd		PGE		1		1		0		0.0441		8760		SCE		1		1		0		0.0445		8760		SDG		1		1		0		0.0454		8760		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGESFmExIOU		Res-Indoor-CFLSCESFmExIOU		Res-Indoor-CFLSDGSFmExIOU

		Exterior/None - Residential Weighted - 17		Residential Weighted		17		Exterior/None		Res-Indoor-CFL		Ex		Res		IOU		Wtd		PGE		1		1		0		0.044		541		SCE		1		1		0		0.0445		541		SDG		1		1		0		0.0456		541		Residential CFL Interactieve Effects were used with exit lighting hours.				Res-Indoor-CFLPGEResExIOU		Res-Indoor-CFLSCEResExIOU		Res-Indoor-CFLSDGResExIOU

		Exterior/None - Agricultural - 01		Agricultural		01		Exterior/None		Com-Indoor-Exit		Ex		Agr		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAgrExCZ01		Com-Indoor-ExitSCEAgrExCZ01		Com-Indoor-ExitSDGAgrExCZ01

		Exterior/None - Agricultural - 02		Agricultural		02		Exterior/None		Com-Indoor-Exit		Ex		Agr		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAgrExCZ02		Com-Indoor-ExitSCEAgrExCZ02		Com-Indoor-ExitSDGAgrExCZ02

		Exterior/None - Agricultural - 03		Agricultural		03		Exterior/None		Com-Indoor-Exit		Ex		Agr		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAgrExCZ03		Com-Indoor-ExitSCEAgrExCZ03		Com-Indoor-ExitSDGAgrExCZ03

		Exterior/None - Agricultural - 04		Agricultural		04		Exterior/None		Com-Indoor-Exit		Ex		Agr		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAgrExCZ04		Com-Indoor-ExitSCEAgrExCZ04		Com-Indoor-ExitSDGAgrExCZ04

		Exterior/None - Agricultural - 05		Agricultural		05		Exterior/None		Com-Indoor-Exit		Ex		Agr		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAgrExCZ05		Com-Indoor-ExitSCEAgrExCZ05		Com-Indoor-ExitSDGAgrExCZ05

		Exterior/None - Agricultural - 06		Agricultural		06		Exterior/None		Com-Indoor-Exit		Ex		Agr		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEAgrExCZ06		Com-Indoor-ExitSCEAgrExCZ06		Com-Indoor-ExitSDGAgrExCZ06

		Exterior/None - Agricultural - 07		Agricultural		07		Exterior/None		Com-Indoor-Exit		Ex		Agr		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEAgrExCZ07		Com-Indoor-ExitSCEAgrExCZ07		Com-Indoor-ExitSDGAgrExCZ07

		Exterior/None - Agricultural - 08		Agricultural		08		Exterior/None		Com-Indoor-Exit		Ex		Agr		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEAgrExCZ08		Com-Indoor-ExitSCEAgrExCZ08		Com-Indoor-ExitSDGAgrExCZ08

		Exterior/None - Agricultural - 09		Agricultural		09		Exterior/None		Com-Indoor-Exit		Ex		Agr		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAgrExCZ09		Com-Indoor-ExitSCEAgrExCZ09		Com-Indoor-ExitSDGAgrExCZ09

		Exterior/None - Agricultural - 10		Agricultural		10		Exterior/None		Com-Indoor-Exit		Ex		Agr		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEAgrExCZ10		Com-Indoor-ExitSCEAgrExCZ10		Com-Indoor-ExitSDGAgrExCZ10

		Exterior/None - Agricultural - 11		Agricultural		11		Exterior/None		Com-Indoor-Exit		Ex		Agr		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAgrExCZ11		Com-Indoor-ExitSCEAgrExCZ11		Com-Indoor-ExitSDGAgrExCZ11

		Exterior/None - Agricultural - 12		Agricultural		12		Exterior/None		Com-Indoor-Exit		Ex		Agr		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAgrExCZ12		Com-Indoor-ExitSCEAgrExCZ12		Com-Indoor-ExitSDGAgrExCZ12

		Exterior/None - Agricultural - 13		Agricultural		13		Exterior/None		Com-Indoor-Exit		Ex		Agr		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAgrExCZ13		Com-Indoor-ExitSCEAgrExCZ13		Com-Indoor-ExitSDGAgrExCZ13

		Exterior/None - Agricultural - 14		Agricultural		14		Exterior/None		Com-Indoor-Exit		Ex		Agr		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEAgrExCZ14		Com-Indoor-ExitSCEAgrExCZ14		Com-Indoor-ExitSDGAgrExCZ14

		Exterior/None - Agricultural - 15		Agricultural		15		Exterior/None		Com-Indoor-Exit		Ex		Agr		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEAgrExCZ15		Com-Indoor-ExitSCEAgrExCZ15		Com-Indoor-ExitSDGAgrExCZ15

		Exterior/None - Agricultural - 16		Agricultural		16		Exterior/None		Com-Indoor-Exit		Ex		Agr		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAgrExCZ16		Com-Indoor-ExitSCEAgrExCZ16		Com-Indoor-ExitSDGAgrExCZ16

		Exterior/None - Agricultural - 17		Agricultural		17		Exterior/None		Com-Indoor-Exit		Ex		Agr		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEAgrExIOU		Com-Indoor-ExitSCEAgrExIOU		Com-Indoor-ExitSDGAgrExIOU

		Exterior/None - Assembly - 01		Assembly		01		Exterior/None		Com-Indoor-Exit		Ex		Asm		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAsmExCZ01		Com-Indoor-ExitSCEAsmExCZ01		Com-Indoor-ExitSDGAsmExCZ01

		Exterior/None - Assembly - 02		Assembly		02		Exterior/None		Com-Indoor-Exit		Ex		Asm		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAsmExCZ02		Com-Indoor-ExitSCEAsmExCZ02		Com-Indoor-ExitSDGAsmExCZ02

		Exterior/None - Assembly - 03		Assembly		03		Exterior/None		Com-Indoor-Exit		Ex		Asm		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAsmExCZ03		Com-Indoor-ExitSCEAsmExCZ03		Com-Indoor-ExitSDGAsmExCZ03

		Exterior/None - Assembly - 04		Assembly		04		Exterior/None		Com-Indoor-Exit		Ex		Asm		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAsmExCZ04		Com-Indoor-ExitSCEAsmExCZ04		Com-Indoor-ExitSDGAsmExCZ04

		Exterior/None - Assembly - 05		Assembly		05		Exterior/None		Com-Indoor-Exit		Ex		Asm		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAsmExCZ05		Com-Indoor-ExitSCEAsmExCZ05		Com-Indoor-ExitSDGAsmExCZ05

		Exterior/None - Assembly - 06		Assembly		06		Exterior/None		Com-Indoor-Exit		Ex		Asm		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEAsmExCZ06		Com-Indoor-ExitSCEAsmExCZ06		Com-Indoor-ExitSDGAsmExCZ06

		Exterior/None - Assembly - 07		Assembly		07		Exterior/None		Com-Indoor-Exit		Ex		Asm		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEAsmExCZ07		Com-Indoor-ExitSCEAsmExCZ07		Com-Indoor-ExitSDGAsmExCZ07

		Exterior/None - Assembly - 08		Assembly		08		Exterior/None		Com-Indoor-Exit		Ex		Asm		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEAsmExCZ08		Com-Indoor-ExitSCEAsmExCZ08		Com-Indoor-ExitSDGAsmExCZ08

		Exterior/None - Assembly - 09		Assembly		09		Exterior/None		Com-Indoor-Exit		Ex		Asm		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAsmExCZ09		Com-Indoor-ExitSCEAsmExCZ09		Com-Indoor-ExitSDGAsmExCZ09

		Exterior/None - Assembly - 10		Assembly		10		Exterior/None		Com-Indoor-Exit		Ex		Asm		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEAsmExCZ10		Com-Indoor-ExitSCEAsmExCZ10		Com-Indoor-ExitSDGAsmExCZ10

		Exterior/None - Assembly - 11		Assembly		11		Exterior/None		Com-Indoor-Exit		Ex		Asm		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAsmExCZ11		Com-Indoor-ExitSCEAsmExCZ11		Com-Indoor-ExitSDGAsmExCZ11

		Exterior/None - Assembly - 12		Assembly		12		Exterior/None		Com-Indoor-Exit		Ex		Asm		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAsmExCZ12		Com-Indoor-ExitSCEAsmExCZ12		Com-Indoor-ExitSDGAsmExCZ12

		Exterior/None - Assembly - 13		Assembly		13		Exterior/None		Com-Indoor-Exit		Ex		Asm		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAsmExCZ13		Com-Indoor-ExitSCEAsmExCZ13		Com-Indoor-ExitSDGAsmExCZ13

		Exterior/None - Assembly - 14		Assembly		14		Exterior/None		Com-Indoor-Exit		Ex		Asm		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEAsmExCZ14		Com-Indoor-ExitSCEAsmExCZ14		Com-Indoor-ExitSDGAsmExCZ14

		Exterior/None - Assembly - 15		Assembly		15		Exterior/None		Com-Indoor-Exit		Ex		Asm		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEAsmExCZ15		Com-Indoor-ExitSCEAsmExCZ15		Com-Indoor-ExitSDGAsmExCZ15

		Exterior/None - Assembly - 16		Assembly		16		Exterior/None		Com-Indoor-Exit		Ex		Asm		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEAsmExCZ16		Com-Indoor-ExitSCEAsmExCZ16		Com-Indoor-ExitSDGAsmExCZ16

		Exterior/None - Assembly - 17		Assembly		17		Exterior/None		Com-Indoor-Exit		Ex		Asm		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEAsmExIOU		Com-Indoor-ExitSCEAsmExIOU		Com-Indoor-ExitSDGAsmExIOU

		Exterior/None - Education - Community College - 01		Education - Community College		01		Exterior/None		Com-Indoor-Exit		Ex		ECC		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEECCExCZ01		Com-Indoor-ExitSCEECCExCZ01		Com-Indoor-ExitSDGECCExCZ01

		Exterior/None - Education - Community College - 02		Education - Community College		02		Exterior/None		Com-Indoor-Exit		Ex		ECC		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEECCExCZ02		Com-Indoor-ExitSCEECCExCZ02		Com-Indoor-ExitSDGECCExCZ02

		Exterior/None - Education - Community College - 03		Education - Community College		03		Exterior/None		Com-Indoor-Exit		Ex		ECC		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEECCExCZ03		Com-Indoor-ExitSCEECCExCZ03		Com-Indoor-ExitSDGECCExCZ03

		Exterior/None - Education - Community College - 04		Education - Community College		04		Exterior/None		Com-Indoor-Exit		Ex		ECC		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEECCExCZ04		Com-Indoor-ExitSCEECCExCZ04		Com-Indoor-ExitSDGECCExCZ04

		Exterior/None - Education - Community College - 05		Education - Community College		05		Exterior/None		Com-Indoor-Exit		Ex		ECC		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEECCExCZ05		Com-Indoor-ExitSCEECCExCZ05		Com-Indoor-ExitSDGECCExCZ05

		Exterior/None - Education - Community College - 06		Education - Community College		06		Exterior/None		Com-Indoor-Exit		Ex		ECC		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEECCExCZ06		Com-Indoor-ExitSCEECCExCZ06		Com-Indoor-ExitSDGECCExCZ06

		Exterior/None - Education - Community College - 07		Education - Community College		07		Exterior/None		Com-Indoor-Exit		Ex		ECC		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEECCExCZ07		Com-Indoor-ExitSCEECCExCZ07		Com-Indoor-ExitSDGECCExCZ07

		Exterior/None - Education - Community College - 08		Education - Community College		08		Exterior/None		Com-Indoor-Exit		Ex		ECC		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEECCExCZ08		Com-Indoor-ExitSCEECCExCZ08		Com-Indoor-ExitSDGECCExCZ08

		Exterior/None - Education - Community College - 09		Education - Community College		09		Exterior/None		Com-Indoor-Exit		Ex		ECC		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEECCExCZ09		Com-Indoor-ExitSCEECCExCZ09		Com-Indoor-ExitSDGECCExCZ09

		Exterior/None - Education - Community College - 10		Education - Community College		10		Exterior/None		Com-Indoor-Exit		Ex		ECC		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEECCExCZ10		Com-Indoor-ExitSCEECCExCZ10		Com-Indoor-ExitSDGECCExCZ10

		Exterior/None - Education - Community College - 11		Education - Community College		11		Exterior/None		Com-Indoor-Exit		Ex		ECC		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEECCExCZ11		Com-Indoor-ExitSCEECCExCZ11		Com-Indoor-ExitSDGECCExCZ11

		Exterior/None - Education - Community College - 12		Education - Community College		12		Exterior/None		Com-Indoor-Exit		Ex		ECC		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEECCExCZ12		Com-Indoor-ExitSCEECCExCZ12		Com-Indoor-ExitSDGECCExCZ12

		Exterior/None - Education - Community College - 13		Education - Community College		13		Exterior/None		Com-Indoor-Exit		Ex		ECC		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEECCExCZ13		Com-Indoor-ExitSCEECCExCZ13		Com-Indoor-ExitSDGECCExCZ13

		Exterior/None - Education - Community College - 14		Education - Community College		14		Exterior/None		Com-Indoor-Exit		Ex		ECC		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEECCExCZ14		Com-Indoor-ExitSCEECCExCZ14		Com-Indoor-ExitSDGECCExCZ14

		Exterior/None - Education - Community College - 15		Education - Community College		15		Exterior/None		Com-Indoor-Exit		Ex		ECC		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEECCExCZ15		Com-Indoor-ExitSCEECCExCZ15		Com-Indoor-ExitSDGECCExCZ15

		Exterior/None - Education - Community College - 16		Education - Community College		16		Exterior/None		Com-Indoor-Exit		Ex		ECC		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEECCExCZ16		Com-Indoor-ExitSCEECCExCZ16		Com-Indoor-ExitSDGECCExCZ16

		Exterior/None - Education - Community College - 17		Education - Community College		17		Exterior/None		Com-Indoor-Exit		Ex		ECC		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEECCExIOU		Com-Indoor-ExitSCEECCExIOU		Com-Indoor-ExitSDGECCExIOU

		Exterior/None - Education - Primary School - 01		Education - Primary School		01		Exterior/None		Com-Indoor-Exit		Ex		EPr		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEPrExCZ01		Com-Indoor-ExitSCEEPrExCZ01		Com-Indoor-ExitSDGEPrExCZ01

		Exterior/None - Education - Primary School - 02		Education - Primary School		02		Exterior/None		Com-Indoor-Exit		Ex		EPr		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEPrExCZ02		Com-Indoor-ExitSCEEPrExCZ02		Com-Indoor-ExitSDGEPrExCZ02

		Exterior/None - Education - Primary School - 03		Education - Primary School		03		Exterior/None		Com-Indoor-Exit		Ex		EPr		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEPrExCZ03		Com-Indoor-ExitSCEEPrExCZ03		Com-Indoor-ExitSDGEPrExCZ03

		Exterior/None - Education - Primary School - 04		Education - Primary School		04		Exterior/None		Com-Indoor-Exit		Ex		EPr		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEPrExCZ04		Com-Indoor-ExitSCEEPrExCZ04		Com-Indoor-ExitSDGEPrExCZ04

		Exterior/None - Education - Primary School - 05		Education - Primary School		05		Exterior/None		Com-Indoor-Exit		Ex		EPr		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEPrExCZ05		Com-Indoor-ExitSCEEPrExCZ05		Com-Indoor-ExitSDGEPrExCZ05

		Exterior/None - Education - Primary School - 06		Education - Primary School		06		Exterior/None		Com-Indoor-Exit		Ex		EPr		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEEPrExCZ06		Com-Indoor-ExitSCEEPrExCZ06		Com-Indoor-ExitSDGEPrExCZ06

		Exterior/None - Education - Primary School - 07		Education - Primary School		07		Exterior/None		Com-Indoor-Exit		Ex		EPr		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEEPrExCZ07		Com-Indoor-ExitSCEEPrExCZ07		Com-Indoor-ExitSDGEPrExCZ07

		Exterior/None - Education - Primary School - 08		Education - Primary School		08		Exterior/None		Com-Indoor-Exit		Ex		EPr		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEEPrExCZ08		Com-Indoor-ExitSCEEPrExCZ08		Com-Indoor-ExitSDGEPrExCZ08

		Exterior/None - Education - Primary School - 09		Education - Primary School		09		Exterior/None		Com-Indoor-Exit		Ex		EPr		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEPrExCZ09		Com-Indoor-ExitSCEEPrExCZ09		Com-Indoor-ExitSDGEPrExCZ09

		Exterior/None - Education - Primary School - 10		Education - Primary School		10		Exterior/None		Com-Indoor-Exit		Ex		EPr		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEEPrExCZ10		Com-Indoor-ExitSCEEPrExCZ10		Com-Indoor-ExitSDGEPrExCZ10

		Exterior/None - Education - Primary School - 11		Education - Primary School		11		Exterior/None		Com-Indoor-Exit		Ex		EPr		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEPrExCZ11		Com-Indoor-ExitSCEEPrExCZ11		Com-Indoor-ExitSDGEPrExCZ11

		Exterior/None - Education - Primary School - 12		Education - Primary School		12		Exterior/None		Com-Indoor-Exit		Ex		EPr		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEPrExCZ12		Com-Indoor-ExitSCEEPrExCZ12		Com-Indoor-ExitSDGEPrExCZ12

		Exterior/None - Education - Primary School - 13		Education - Primary School		13		Exterior/None		Com-Indoor-Exit		Ex		EPr		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEPrExCZ13		Com-Indoor-ExitSCEEPrExCZ13		Com-Indoor-ExitSDGEPrExCZ13

		Exterior/None - Education - Primary School - 14		Education - Primary School		14		Exterior/None		Com-Indoor-Exit		Ex		EPr		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEEPrExCZ14		Com-Indoor-ExitSCEEPrExCZ14		Com-Indoor-ExitSDGEPrExCZ14

		Exterior/None - Education - Primary School - 15		Education - Primary School		15		Exterior/None		Com-Indoor-Exit		Ex		EPr		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEEPrExCZ15		Com-Indoor-ExitSCEEPrExCZ15		Com-Indoor-ExitSDGEPrExCZ15

		Exterior/None - Education - Primary School - 16		Education - Primary School		16		Exterior/None		Com-Indoor-Exit		Ex		EPr		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEPrExCZ16		Com-Indoor-ExitSCEEPrExCZ16		Com-Indoor-ExitSDGEPrExCZ16

		Exterior/None - Education - Primary School - 17		Education - Primary School		17		Exterior/None		Com-Indoor-Exit		Ex		EPr		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEEPrExIOU		Com-Indoor-ExitSCEEPrExIOU		Com-Indoor-ExitSDGEPrExIOU

		Exterior/None - Education - Relocatable Classroom - 01		Education - Relocatable Classroom		01		Exterior/None		Com-Indoor-Exit		Ex		ERC		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEERCExCZ01		Com-Indoor-ExitSCEERCExCZ01		Com-Indoor-ExitSDGERCExCZ01

		Exterior/None - Education - Relocatable Classroom - 02		Education - Relocatable Classroom		02		Exterior/None		Com-Indoor-Exit		Ex		ERC		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEERCExCZ02		Com-Indoor-ExitSCEERCExCZ02		Com-Indoor-ExitSDGERCExCZ02

		Exterior/None - Education - Relocatable Classroom - 03		Education - Relocatable Classroom		03		Exterior/None		Com-Indoor-Exit		Ex		ERC		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEERCExCZ03		Com-Indoor-ExitSCEERCExCZ03		Com-Indoor-ExitSDGERCExCZ03

		Exterior/None - Education - Relocatable Classroom - 04		Education - Relocatable Classroom		04		Exterior/None		Com-Indoor-Exit		Ex		ERC		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEERCExCZ04		Com-Indoor-ExitSCEERCExCZ04		Com-Indoor-ExitSDGERCExCZ04

		Exterior/None - Education - Relocatable Classroom - 05		Education - Relocatable Classroom		05		Exterior/None		Com-Indoor-Exit		Ex		ERC		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEERCExCZ05		Com-Indoor-ExitSCEERCExCZ05		Com-Indoor-ExitSDGERCExCZ05

		Exterior/None - Education - Relocatable Classroom - 06		Education - Relocatable Classroom		06		Exterior/None		Com-Indoor-Exit		Ex		ERC		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEERCExCZ06		Com-Indoor-ExitSCEERCExCZ06		Com-Indoor-ExitSDGERCExCZ06

		Exterior/None - Education - Relocatable Classroom - 07		Education - Relocatable Classroom		07		Exterior/None		Com-Indoor-Exit		Ex		ERC		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEERCExCZ07		Com-Indoor-ExitSCEERCExCZ07		Com-Indoor-ExitSDGERCExCZ07

		Exterior/None - Education - Relocatable Classroom - 08		Education - Relocatable Classroom		08		Exterior/None		Com-Indoor-Exit		Ex		ERC		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEERCExCZ08		Com-Indoor-ExitSCEERCExCZ08		Com-Indoor-ExitSDGERCExCZ08

		Exterior/None - Education - Relocatable Classroom - 09		Education - Relocatable Classroom		09		Exterior/None		Com-Indoor-Exit		Ex		ERC		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEERCExCZ09		Com-Indoor-ExitSCEERCExCZ09		Com-Indoor-ExitSDGERCExCZ09

		Exterior/None - Education - Relocatable Classroom - 10		Education - Relocatable Classroom		10		Exterior/None		Com-Indoor-Exit		Ex		ERC		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEERCExCZ10		Com-Indoor-ExitSCEERCExCZ10		Com-Indoor-ExitSDGERCExCZ10

		Exterior/None - Education - Relocatable Classroom - 11		Education - Relocatable Classroom		11		Exterior/None		Com-Indoor-Exit		Ex		ERC		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEERCExCZ11		Com-Indoor-ExitSCEERCExCZ11		Com-Indoor-ExitSDGERCExCZ11

		Exterior/None - Education - Relocatable Classroom - 12		Education - Relocatable Classroom		12		Exterior/None		Com-Indoor-Exit		Ex		ERC		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEERCExCZ12		Com-Indoor-ExitSCEERCExCZ12		Com-Indoor-ExitSDGERCExCZ12

		Exterior/None - Education - Relocatable Classroom - 13		Education - Relocatable Classroom		13		Exterior/None		Com-Indoor-Exit		Ex		ERC		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEERCExCZ13		Com-Indoor-ExitSCEERCExCZ13		Com-Indoor-ExitSDGERCExCZ13

		Exterior/None - Education - Relocatable Classroom - 14		Education - Relocatable Classroom		14		Exterior/None		Com-Indoor-Exit		Ex		ERC		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEERCExCZ14		Com-Indoor-ExitSCEERCExCZ14		Com-Indoor-ExitSDGERCExCZ14

		Exterior/None - Education - Relocatable Classroom - 15		Education - Relocatable Classroom		15		Exterior/None		Com-Indoor-Exit		Ex		ERC		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEERCExCZ15		Com-Indoor-ExitSCEERCExCZ15		Com-Indoor-ExitSDGERCExCZ15

		Exterior/None - Education - Relocatable Classroom - 16		Education - Relocatable Classroom		16		Exterior/None		Com-Indoor-Exit		Ex		ERC		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEERCExCZ16		Com-Indoor-ExitSCEERCExCZ16		Com-Indoor-ExitSDGERCExCZ16

		Exterior/None - Education - Relocatable Classroom - 17		Education - Relocatable Classroom		17		Exterior/None		Com-Indoor-Exit		Ex		ERC		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEERCExIOU		Com-Indoor-ExitSCEERCExIOU		Com-Indoor-ExitSDGERCExIOU

		Exterior/None - Education - Secondary School - 01		Education - Secondary School		01		Exterior/None		Com-Indoor-Exit		Ex		ESe		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEESeExCZ01		Com-Indoor-ExitSCEESeExCZ01		Com-Indoor-ExitSDGESeExCZ01

		Exterior/None - Education - Secondary School - 02		Education - Secondary School		02		Exterior/None		Com-Indoor-Exit		Ex		ESe		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEESeExCZ02		Com-Indoor-ExitSCEESeExCZ02		Com-Indoor-ExitSDGESeExCZ02

		Exterior/None - Education - Secondary School - 03		Education - Secondary School		03		Exterior/None		Com-Indoor-Exit		Ex		ESe		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEESeExCZ03		Com-Indoor-ExitSCEESeExCZ03		Com-Indoor-ExitSDGESeExCZ03

		Exterior/None - Education - Secondary School - 04		Education - Secondary School		04		Exterior/None		Com-Indoor-Exit		Ex		ESe		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEESeExCZ04		Com-Indoor-ExitSCEESeExCZ04		Com-Indoor-ExitSDGESeExCZ04

		Exterior/None - Education - Secondary School - 05		Education - Secondary School		05		Exterior/None		Com-Indoor-Exit		Ex		ESe		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEESeExCZ05		Com-Indoor-ExitSCEESeExCZ05		Com-Indoor-ExitSDGESeExCZ05

		Exterior/None - Education - Secondary School - 06		Education - Secondary School		06		Exterior/None		Com-Indoor-Exit		Ex		ESe		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEESeExCZ06		Com-Indoor-ExitSCEESeExCZ06		Com-Indoor-ExitSDGESeExCZ06

		Exterior/None - Education - Secondary School - 07		Education - Secondary School		07		Exterior/None		Com-Indoor-Exit		Ex		ESe		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEESeExCZ07		Com-Indoor-ExitSCEESeExCZ07		Com-Indoor-ExitSDGESeExCZ07

		Exterior/None - Education - Secondary School - 08		Education - Secondary School		08		Exterior/None		Com-Indoor-Exit		Ex		ESe		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEESeExCZ08		Com-Indoor-ExitSCEESeExCZ08		Com-Indoor-ExitSDGESeExCZ08

		Exterior/None - Education - Secondary School - 09		Education - Secondary School		09		Exterior/None		Com-Indoor-Exit		Ex		ESe		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEESeExCZ09		Com-Indoor-ExitSCEESeExCZ09		Com-Indoor-ExitSDGESeExCZ09

		Exterior/None - Education - Secondary School - 10		Education - Secondary School		10		Exterior/None		Com-Indoor-Exit		Ex		ESe		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEESeExCZ10		Com-Indoor-ExitSCEESeExCZ10		Com-Indoor-ExitSDGESeExCZ10

		Exterior/None - Education - Secondary School - 11		Education - Secondary School		11		Exterior/None		Com-Indoor-Exit		Ex		ESe		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEESeExCZ11		Com-Indoor-ExitSCEESeExCZ11		Com-Indoor-ExitSDGESeExCZ11

		Exterior/None - Education - Secondary School - 12		Education - Secondary School		12		Exterior/None		Com-Indoor-Exit		Ex		ESe		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEESeExCZ12		Com-Indoor-ExitSCEESeExCZ12		Com-Indoor-ExitSDGESeExCZ12

		Exterior/None - Education - Secondary School - 13		Education - Secondary School		13		Exterior/None		Com-Indoor-Exit		Ex		ESe		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEESeExCZ13		Com-Indoor-ExitSCEESeExCZ13		Com-Indoor-ExitSDGESeExCZ13

		Exterior/None - Education - Secondary School - 14		Education - Secondary School		14		Exterior/None		Com-Indoor-Exit		Ex		ESe		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEESeExCZ14		Com-Indoor-ExitSCEESeExCZ14		Com-Indoor-ExitSDGESeExCZ14

		Exterior/None - Education - Secondary School - 15		Education - Secondary School		15		Exterior/None		Com-Indoor-Exit		Ex		ESe		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEESeExCZ15		Com-Indoor-ExitSCEESeExCZ15		Com-Indoor-ExitSDGESeExCZ15

		Exterior/None - Education - Secondary School - 16		Education - Secondary School		16		Exterior/None		Com-Indoor-Exit		Ex		ESe		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEESeExCZ16		Com-Indoor-ExitSCEESeExCZ16		Com-Indoor-ExitSDGESeExCZ16

		Exterior/None - Education - Secondary School - 17		Education - Secondary School		17		Exterior/None		Com-Indoor-Exit		Ex		ESe		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEESeExIOU		Com-Indoor-ExitSCEESeExIOU		Com-Indoor-ExitSDGESeExIOU

		Exterior/None - Education - University - 01		Education - University		01		Exterior/None		Com-Indoor-Exit		Ex		EUn		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEUnExCZ01		Com-Indoor-ExitSCEEUnExCZ01		Com-Indoor-ExitSDGEUnExCZ01

		Exterior/None - Education - University - 02		Education - University		02		Exterior/None		Com-Indoor-Exit		Ex		EUn		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEUnExCZ02		Com-Indoor-ExitSCEEUnExCZ02		Com-Indoor-ExitSDGEUnExCZ02

		Exterior/None - Education - University - 03		Education - University		03		Exterior/None		Com-Indoor-Exit		Ex		EUn		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEUnExCZ03		Com-Indoor-ExitSCEEUnExCZ03		Com-Indoor-ExitSDGEUnExCZ03

		Exterior/None - Education - University - 04		Education - University		04		Exterior/None		Com-Indoor-Exit		Ex		EUn		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEUnExCZ04		Com-Indoor-ExitSCEEUnExCZ04		Com-Indoor-ExitSDGEUnExCZ04

		Exterior/None - Education - University - 05		Education - University		05		Exterior/None		Com-Indoor-Exit		Ex		EUn		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEUnExCZ05		Com-Indoor-ExitSCEEUnExCZ05		Com-Indoor-ExitSDGEUnExCZ05

		Exterior/None - Education - University - 06		Education - University		06		Exterior/None		Com-Indoor-Exit		Ex		EUn		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEEUnExCZ06		Com-Indoor-ExitSCEEUnExCZ06		Com-Indoor-ExitSDGEUnExCZ06

		Exterior/None - Education - University - 07		Education - University		07		Exterior/None		Com-Indoor-Exit		Ex		EUn		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEEUnExCZ07		Com-Indoor-ExitSCEEUnExCZ07		Com-Indoor-ExitSDGEUnExCZ07

		Exterior/None - Education - University - 08		Education - University		08		Exterior/None		Com-Indoor-Exit		Ex		EUn		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEEUnExCZ08		Com-Indoor-ExitSCEEUnExCZ08		Com-Indoor-ExitSDGEUnExCZ08

		Exterior/None - Education - University - 09		Education - University		09		Exterior/None		Com-Indoor-Exit		Ex		EUn		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEUnExCZ09		Com-Indoor-ExitSCEEUnExCZ09		Com-Indoor-ExitSDGEUnExCZ09

		Exterior/None - Education - University - 10		Education - University		10		Exterior/None		Com-Indoor-Exit		Ex		EUn		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEEUnExCZ10		Com-Indoor-ExitSCEEUnExCZ10		Com-Indoor-ExitSDGEUnExCZ10

		Exterior/None - Education - University - 11		Education - University		11		Exterior/None		Com-Indoor-Exit		Ex		EUn		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEUnExCZ11		Com-Indoor-ExitSCEEUnExCZ11		Com-Indoor-ExitSDGEUnExCZ11

		Exterior/None - Education - University - 12		Education - University		12		Exterior/None		Com-Indoor-Exit		Ex		EUn		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEUnExCZ12		Com-Indoor-ExitSCEEUnExCZ12		Com-Indoor-ExitSDGEUnExCZ12

		Exterior/None - Education - University - 13		Education - University		13		Exterior/None		Com-Indoor-Exit		Ex		EUn		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEUnExCZ13		Com-Indoor-ExitSCEEUnExCZ13		Com-Indoor-ExitSDGEUnExCZ13

		Exterior/None - Education - University - 14		Education - University		14		Exterior/None		Com-Indoor-Exit		Ex		EUn		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEEUnExCZ14		Com-Indoor-ExitSCEEUnExCZ14		Com-Indoor-ExitSDGEUnExCZ14

		Exterior/None - Education - University - 15		Education - University		15		Exterior/None		Com-Indoor-Exit		Ex		EUn		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEUnExCZ15		Com-Indoor-ExitSCEEUnExCZ15		Com-Indoor-ExitSDGEUnExCZ15

		Exterior/None - Education - University - 16		Education - University		16		Exterior/None		Com-Indoor-Exit		Ex		EUn		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEEUnExCZ16		Com-Indoor-ExitSCEEUnExCZ16		Com-Indoor-ExitSDGEUnExCZ16

		Exterior/None - Education - University - 17		Education - University		17		Exterior/None		Com-Indoor-Exit		Ex		EUn		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEEUnExIOU		Com-Indoor-ExitSCEEUnExIOU		Com-Indoor-ExitSDGEUnExIOU

		Exterior/None - Food Store - 01		Food Store		01		Exterior/None		Com-Indoor-Exit		Ex		Fst		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEFstExCZ01		Com-Indoor-ExitSCEFstExCZ01		Com-Indoor-ExitSDGFstExCZ01

		Exterior/None - Food Store - 02		Food Store		02		Exterior/None		Com-Indoor-Exit		Ex		Fst		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEFstExCZ02		Com-Indoor-ExitSCEFstExCZ02		Com-Indoor-ExitSDGFstExCZ02

		Exterior/None - Food Store - 03		Food Store		03		Exterior/None		Com-Indoor-Exit		Ex		Fst		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEFstExCZ03		Com-Indoor-ExitSCEFstExCZ03		Com-Indoor-ExitSDGFstExCZ03

		Exterior/None - Food Store - 04		Food Store		04		Exterior/None		Com-Indoor-Exit		Ex		Fst		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEFstExCZ04		Com-Indoor-ExitSCEFstExCZ04		Com-Indoor-ExitSDGFstExCZ04

		Exterior/None - Food Store - 05		Food Store		05		Exterior/None		Com-Indoor-Exit		Ex		Fst		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEFstExCZ05		Com-Indoor-ExitSCEFstExCZ05		Com-Indoor-ExitSDGFstExCZ05

		Exterior/None - Food Store - 06		Food Store		06		Exterior/None		Com-Indoor-Exit		Ex		Fst		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEFstExCZ06		Com-Indoor-ExitSCEFstExCZ06		Com-Indoor-ExitSDGFstExCZ06

		Exterior/None - Food Store - 07		Food Store		07		Exterior/None		Com-Indoor-Exit		Ex		Fst		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEFstExCZ07		Com-Indoor-ExitSCEFstExCZ07		Com-Indoor-ExitSDGFstExCZ07

		Exterior/None - Food Store - 08		Food Store		08		Exterior/None		Com-Indoor-Exit		Ex		Fst		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEFstExCZ08		Com-Indoor-ExitSCEFstExCZ08		Com-Indoor-ExitSDGFstExCZ08

		Exterior/None - Food Store - 09		Food Store		09		Exterior/None		Com-Indoor-Exit		Ex		Fst		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEFstExCZ09		Com-Indoor-ExitSCEFstExCZ09		Com-Indoor-ExitSDGFstExCZ09

		Exterior/None - Food Store - 10		Food Store		10		Exterior/None		Com-Indoor-Exit		Ex		Fst		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEFstExCZ10		Com-Indoor-ExitSCEFstExCZ10		Com-Indoor-ExitSDGFstExCZ10

		Exterior/None - Food Store - 11		Food Store		11		Exterior/None		Com-Indoor-Exit		Ex		Fst		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEFstExCZ11		Com-Indoor-ExitSCEFstExCZ11		Com-Indoor-ExitSDGFstExCZ11

		Exterior/None - Food Store - 12		Food Store		12		Exterior/None		Com-Indoor-Exit		Ex		Fst		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEFstExCZ12		Com-Indoor-ExitSCEFstExCZ12		Com-Indoor-ExitSDGFstExCZ12

		Exterior/None - Food Store - 13		Food Store		13		Exterior/None		Com-Indoor-Exit		Ex		Fst		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEFstExCZ13		Com-Indoor-ExitSCEFstExCZ13		Com-Indoor-ExitSDGFstExCZ13

		Exterior/None - Food Store - 14		Food Store		14		Exterior/None		Com-Indoor-Exit		Ex		Fst		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEFstExCZ14		Com-Indoor-ExitSCEFstExCZ14		Com-Indoor-ExitSDGFstExCZ14

		Exterior/None - Food Store - 15		Food Store		15		Exterior/None		Com-Indoor-Exit		Ex		Fst		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEFstExCZ15		Com-Indoor-ExitSCEFstExCZ15		Com-Indoor-ExitSDGFstExCZ15

		Exterior/None - Food Store - 16		Food Store		16		Exterior/None		Com-Indoor-Exit		Ex		Fst		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEFstExCZ16		Com-Indoor-ExitSCEFstExCZ16		Com-Indoor-ExitSDGFstExCZ16

		Exterior/None - Food Store - 17		Food Store		17		Exterior/None		Com-Indoor-Exit		Ex		Fst		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEFstExIOU		Com-Indoor-ExitSCEFstExIOU		Com-Indoor-ExitSDGFstExIOU

		Exterior/None - Grocery - 01		Grocery		01		Exterior/None		Com-Indoor-Exit		Ex		Gro		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGroExCZ01		Com-Indoor-ExitSCEGroExCZ01		Com-Indoor-ExitSDGGroExCZ01

		Exterior/None - Grocery - 02		Grocery		02		Exterior/None		Com-Indoor-Exit		Ex		Gro		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGroExCZ02		Com-Indoor-ExitSCEGroExCZ02		Com-Indoor-ExitSDGGroExCZ02

		Exterior/None - Grocery - 03		Grocery		03		Exterior/None		Com-Indoor-Exit		Ex		Gro		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGroExCZ03		Com-Indoor-ExitSCEGroExCZ03		Com-Indoor-ExitSDGGroExCZ03

		Exterior/None - Grocery - 04		Grocery		04		Exterior/None		Com-Indoor-Exit		Ex		Gro		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGroExCZ04		Com-Indoor-ExitSCEGroExCZ04		Com-Indoor-ExitSDGGroExCZ04

		Exterior/None - Grocery - 05		Grocery		05		Exterior/None		Com-Indoor-Exit		Ex		Gro		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGroExCZ05		Com-Indoor-ExitSCEGroExCZ05		Com-Indoor-ExitSDGGroExCZ05

		Exterior/None - Grocery - 06		Grocery		06		Exterior/None		Com-Indoor-Exit		Ex		Gro		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEGroExCZ06		Com-Indoor-ExitSCEGroExCZ06		Com-Indoor-ExitSDGGroExCZ06

		Exterior/None - Grocery - 07		Grocery		07		Exterior/None		Com-Indoor-Exit		Ex		Gro		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEGroExCZ07		Com-Indoor-ExitSCEGroExCZ07		Com-Indoor-ExitSDGGroExCZ07

		Exterior/None - Grocery - 08		Grocery		08		Exterior/None		Com-Indoor-Exit		Ex		Gro		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEGroExCZ08		Com-Indoor-ExitSCEGroExCZ08		Com-Indoor-ExitSDGGroExCZ08

		Exterior/None - Grocery - 09		Grocery		09		Exterior/None		Com-Indoor-Exit		Ex		Gro		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGroExCZ09		Com-Indoor-ExitSCEGroExCZ09		Com-Indoor-ExitSDGGroExCZ09

		Exterior/None - Grocery - 10		Grocery		10		Exterior/None		Com-Indoor-Exit		Ex		Gro		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEGroExCZ10		Com-Indoor-ExitSCEGroExCZ10		Com-Indoor-ExitSDGGroExCZ10

		Exterior/None - Grocery - 11		Grocery		11		Exterior/None		Com-Indoor-Exit		Ex		Gro		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGroExCZ11		Com-Indoor-ExitSCEGroExCZ11		Com-Indoor-ExitSDGGroExCZ11

		Exterior/None - Grocery - 12		Grocery		12		Exterior/None		Com-Indoor-Exit		Ex		Gro		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGroExCZ12		Com-Indoor-ExitSCEGroExCZ12		Com-Indoor-ExitSDGGroExCZ12

		Exterior/None - Grocery - 13		Grocery		13		Exterior/None		Com-Indoor-Exit		Ex		Gro		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGroExCZ13		Com-Indoor-ExitSCEGroExCZ13		Com-Indoor-ExitSDGGroExCZ13

		Exterior/None - Grocery - 14		Grocery		14		Exterior/None		Com-Indoor-Exit		Ex		Gro		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEGroExCZ14		Com-Indoor-ExitSCEGroExCZ14		Com-Indoor-ExitSDGGroExCZ14

		Exterior/None - Grocery - 15		Grocery		15		Exterior/None		Com-Indoor-Exit		Ex		Gro		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEGroExCZ15		Com-Indoor-ExitSCEGroExCZ15		Com-Indoor-ExitSDGGroExCZ15

		Exterior/None - Grocery - 16		Grocery		16		Exterior/None		Com-Indoor-Exit		Ex		Gro		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGroExCZ16		Com-Indoor-ExitSCEGroExCZ16		Com-Indoor-ExitSDGGroExCZ16

		Exterior/None - Grocery - 17		Grocery		17		Exterior/None		Com-Indoor-Exit		Ex		Gro		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEGroExIOU		Com-Indoor-ExitSCEGroExIOU		Com-Indoor-ExitSDGGroExIOU

		Exterior/None - Health/Medical - Clinic - 01		Health/Medical - Clinic		01		Exterior/None		Com-Indoor-Exit		Ex		Cli		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGECliExCZ01		Com-Indoor-ExitSCECliExCZ01		Com-Indoor-ExitSDGCliExCZ01

		Exterior/None - Health/Medical - Clinic - 02		Health/Medical - Clinic		02		Exterior/None		Com-Indoor-Exit		Ex		Cli		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGECliExCZ02		Com-Indoor-ExitSCECliExCZ02		Com-Indoor-ExitSDGCliExCZ02

		Exterior/None - Health/Medical - Clinic - 03		Health/Medical - Clinic		03		Exterior/None		Com-Indoor-Exit		Ex		Cli		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGECliExCZ03		Com-Indoor-ExitSCECliExCZ03		Com-Indoor-ExitSDGCliExCZ03

		Exterior/None - Health/Medical - Clinic - 04		Health/Medical - Clinic		04		Exterior/None		Com-Indoor-Exit		Ex		Cli		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGECliExCZ04		Com-Indoor-ExitSCECliExCZ04		Com-Indoor-ExitSDGCliExCZ04

		Exterior/None - Health/Medical - Clinic - 05		Health/Medical - Clinic		05		Exterior/None		Com-Indoor-Exit		Ex		Cli		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGECliExCZ05		Com-Indoor-ExitSCECliExCZ05		Com-Indoor-ExitSDGCliExCZ05

		Exterior/None - Health/Medical - Clinic - 06		Health/Medical - Clinic		06		Exterior/None		Com-Indoor-Exit		Ex		Cli		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGECliExCZ06		Com-Indoor-ExitSCECliExCZ06		Com-Indoor-ExitSDGCliExCZ06

		Exterior/None - Health/Medical - Clinic - 07		Health/Medical - Clinic		07		Exterior/None		Com-Indoor-Exit		Ex		Cli		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGECliExCZ07		Com-Indoor-ExitSCECliExCZ07		Com-Indoor-ExitSDGCliExCZ07

		Exterior/None - Health/Medical - Clinic - 08		Health/Medical - Clinic		08		Exterior/None		Com-Indoor-Exit		Ex		Cli		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGECliExCZ08		Com-Indoor-ExitSCECliExCZ08		Com-Indoor-ExitSDGCliExCZ08

		Exterior/None - Health/Medical - Clinic - 09		Health/Medical - Clinic		09		Exterior/None		Com-Indoor-Exit		Ex		Cli		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGECliExCZ09		Com-Indoor-ExitSCECliExCZ09		Com-Indoor-ExitSDGCliExCZ09

		Exterior/None - Health/Medical - Clinic - 10		Health/Medical - Clinic		10		Exterior/None		Com-Indoor-Exit		Ex		Cli		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGECliExCZ10		Com-Indoor-ExitSCECliExCZ10		Com-Indoor-ExitSDGCliExCZ10

		Exterior/None - Health/Medical - Clinic - 11		Health/Medical - Clinic		11		Exterior/None		Com-Indoor-Exit		Ex		Cli		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGECliExCZ11		Com-Indoor-ExitSCECliExCZ11		Com-Indoor-ExitSDGCliExCZ11

		Exterior/None - Health/Medical - Clinic - 12		Health/Medical - Clinic		12		Exterior/None		Com-Indoor-Exit		Ex		Cli		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGECliExCZ12		Com-Indoor-ExitSCECliExCZ12		Com-Indoor-ExitSDGCliExCZ12

		Exterior/None - Health/Medical - Clinic - 13		Health/Medical - Clinic		13		Exterior/None		Com-Indoor-Exit		Ex		Cli		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGECliExCZ13		Com-Indoor-ExitSCECliExCZ13		Com-Indoor-ExitSDGCliExCZ13

		Exterior/None - Health/Medical - Clinic - 14		Health/Medical - Clinic		14		Exterior/None		Com-Indoor-Exit		Ex		Cli		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGECliExCZ14		Com-Indoor-ExitSCECliExCZ14		Com-Indoor-ExitSDGCliExCZ14

		Exterior/None - Health/Medical - Clinic - 15		Health/Medical - Clinic		15		Exterior/None		Com-Indoor-Exit		Ex		Cli		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0.5		4380						Com-Indoor-ExitPGECliExCZ15		Com-Indoor-ExitSCECliExCZ15		Com-Indoor-ExitSDGCliExCZ15

		Exterior/None - Health/Medical - Clinic - 16		Health/Medical - Clinic		16		Exterior/None		Com-Indoor-Exit		Ex		Cli		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGECliExCZ16		Com-Indoor-ExitSCECliExCZ16		Com-Indoor-ExitSDGCliExCZ16

		Exterior/None - Health/Medical - Clinic - 17		Health/Medical - Clinic		17		Exterior/None		Com-Indoor-Exit		Ex		Cli		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGECliExIOU		Com-Indoor-ExitSCECliExIOU		Com-Indoor-ExitSDGCliExIOU

		Exterior/None - Health/Medical - Hospital - 01		Health/Medical - Hospital		01		Exterior/None		Com-Indoor-Exit		Ex		Hsp		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHspExCZ01		Com-Indoor-ExitSCEHspExCZ01		Com-Indoor-ExitSDGHspExCZ01

		Exterior/None - Health/Medical - Hospital - 02		Health/Medical - Hospital		02		Exterior/None		Com-Indoor-Exit		Ex		Hsp		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHspExCZ02		Com-Indoor-ExitSCEHspExCZ02		Com-Indoor-ExitSDGHspExCZ02

		Exterior/None - Health/Medical - Hospital - 03		Health/Medical - Hospital		03		Exterior/None		Com-Indoor-Exit		Ex		Hsp		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHspExCZ03		Com-Indoor-ExitSCEHspExCZ03		Com-Indoor-ExitSDGHspExCZ03

		Exterior/None - Health/Medical - Hospital - 04		Health/Medical - Hospital		04		Exterior/None		Com-Indoor-Exit		Ex		Hsp		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHspExCZ04		Com-Indoor-ExitSCEHspExCZ04		Com-Indoor-ExitSDGHspExCZ04

		Exterior/None - Health/Medical - Hospital - 05		Health/Medical - Hospital		05		Exterior/None		Com-Indoor-Exit		Ex		Hsp		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHspExCZ05		Com-Indoor-ExitSCEHspExCZ05		Com-Indoor-ExitSDGHspExCZ05

		Exterior/None - Health/Medical - Hospital - 06		Health/Medical - Hospital		06		Exterior/None		Com-Indoor-Exit		Ex		Hsp		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEHspExCZ06		Com-Indoor-ExitSCEHspExCZ06		Com-Indoor-ExitSDGHspExCZ06

		Exterior/None - Health/Medical - Hospital - 07		Health/Medical - Hospital		07		Exterior/None		Com-Indoor-Exit		Ex		Hsp		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEHspExCZ07		Com-Indoor-ExitSCEHspExCZ07		Com-Indoor-ExitSDGHspExCZ07

		Exterior/None - Health/Medical - Hospital - 08		Health/Medical - Hospital		08		Exterior/None		Com-Indoor-Exit		Ex		Hsp		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEHspExCZ08		Com-Indoor-ExitSCEHspExCZ08		Com-Indoor-ExitSDGHspExCZ08

		Exterior/None - Health/Medical - Hospital - 09		Health/Medical - Hospital		09		Exterior/None		Com-Indoor-Exit		Ex		Hsp		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHspExCZ09		Com-Indoor-ExitSCEHspExCZ09		Com-Indoor-ExitSDGHspExCZ09

		Exterior/None - Health/Medical - Hospital - 10		Health/Medical - Hospital		10		Exterior/None		Com-Indoor-Exit		Ex		Hsp		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEHspExCZ10		Com-Indoor-ExitSCEHspExCZ10		Com-Indoor-ExitSDGHspExCZ10

		Exterior/None - Health/Medical - Hospital - 11		Health/Medical - Hospital		11		Exterior/None		Com-Indoor-Exit		Ex		Hsp		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHspExCZ11		Com-Indoor-ExitSCEHspExCZ11		Com-Indoor-ExitSDGHspExCZ11

		Exterior/None - Health/Medical - Hospital - 12		Health/Medical - Hospital		12		Exterior/None		Com-Indoor-Exit		Ex		Hsp		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHspExCZ12		Com-Indoor-ExitSCEHspExCZ12		Com-Indoor-ExitSDGHspExCZ12

		Exterior/None - Health/Medical - Hospital - 13		Health/Medical - Hospital		13		Exterior/None		Com-Indoor-Exit		Ex		Hsp		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHspExCZ13		Com-Indoor-ExitSCEHspExCZ13		Com-Indoor-ExitSDGHspExCZ13

		Exterior/None - Health/Medical - Hospital - 14		Health/Medical - Hospital		14		Exterior/None		Com-Indoor-Exit		Ex		Hsp		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEHspExCZ14		Com-Indoor-ExitSCEHspExCZ14		Com-Indoor-ExitSDGHspExCZ14

		Exterior/None - Health/Medical - Hospital - 15		Health/Medical - Hospital		15		Exterior/None		Com-Indoor-Exit		Ex		Hsp		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHspExCZ15		Com-Indoor-ExitSCEHspExCZ15		Com-Indoor-ExitSDGHspExCZ15

		Exterior/None - Health/Medical - Hospital - 16		Health/Medical - Hospital		16		Exterior/None		Com-Indoor-Exit		Ex		Hsp		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHspExCZ16		Com-Indoor-ExitSCEHspExCZ16		Com-Indoor-ExitSDGHspExCZ16

		Exterior/None - Health/Medical - Hospital - 17		Health/Medical - Hospital		17		Exterior/None		Com-Indoor-Exit		Ex		Hsp		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEHspExIOU		Com-Indoor-ExitSCEHspExIOU		Com-Indoor-ExitSDGHspExIOU

		Exterior/None - Health/Medical - Nursing Home - 01		Health/Medical - Nursing Home		01		Exterior/None		Com-Indoor-Exit		Ex		Nrs		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGENrsExCZ01		Com-Indoor-ExitSCENrsExCZ01		Com-Indoor-ExitSDGNrsExCZ01

		Exterior/None - Health/Medical - Nursing Home - 02		Health/Medical - Nursing Home		02		Exterior/None		Com-Indoor-Exit		Ex		Nrs		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGENrsExCZ02		Com-Indoor-ExitSCENrsExCZ02		Com-Indoor-ExitSDGNrsExCZ02

		Exterior/None - Health/Medical - Nursing Home - 03		Health/Medical - Nursing Home		03		Exterior/None		Com-Indoor-Exit		Ex		Nrs		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGENrsExCZ03		Com-Indoor-ExitSCENrsExCZ03		Com-Indoor-ExitSDGNrsExCZ03

		Exterior/None - Health/Medical - Nursing Home - 04		Health/Medical - Nursing Home		04		Exterior/None		Com-Indoor-Exit		Ex		Nrs		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGENrsExCZ04		Com-Indoor-ExitSCENrsExCZ04		Com-Indoor-ExitSDGNrsExCZ04

		Exterior/None - Health/Medical - Nursing Home - 05		Health/Medical - Nursing Home		05		Exterior/None		Com-Indoor-Exit		Ex		Nrs		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGENrsExCZ05		Com-Indoor-ExitSCENrsExCZ05		Com-Indoor-ExitSDGNrsExCZ05

		Exterior/None - Health/Medical - Nursing Home - 06		Health/Medical - Nursing Home		06		Exterior/None		Com-Indoor-Exit		Ex		Nrs		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGENrsExCZ06		Com-Indoor-ExitSCENrsExCZ06		Com-Indoor-ExitSDGNrsExCZ06

		Exterior/None - Health/Medical - Nursing Home - 07		Health/Medical - Nursing Home		07		Exterior/None		Com-Indoor-Exit		Ex		Nrs		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGENrsExCZ07		Com-Indoor-ExitSCENrsExCZ07		Com-Indoor-ExitSDGNrsExCZ07

		Exterior/None - Health/Medical - Nursing Home - 08		Health/Medical - Nursing Home		08		Exterior/None		Com-Indoor-Exit		Ex		Nrs		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGENrsExCZ08		Com-Indoor-ExitSCENrsExCZ08		Com-Indoor-ExitSDGNrsExCZ08

		Exterior/None - Health/Medical - Nursing Home - 09		Health/Medical - Nursing Home		09		Exterior/None		Com-Indoor-Exit		Ex		Nrs		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGENrsExCZ09		Com-Indoor-ExitSCENrsExCZ09		Com-Indoor-ExitSDGNrsExCZ09

		Exterior/None - Health/Medical - Nursing Home - 10		Health/Medical - Nursing Home		10		Exterior/None		Com-Indoor-Exit		Ex		Nrs		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGENrsExCZ10		Com-Indoor-ExitSCENrsExCZ10		Com-Indoor-ExitSDGNrsExCZ10

		Exterior/None - Health/Medical - Nursing Home - 11		Health/Medical - Nursing Home		11		Exterior/None		Com-Indoor-Exit		Ex		Nrs		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGENrsExCZ11		Com-Indoor-ExitSCENrsExCZ11		Com-Indoor-ExitSDGNrsExCZ11

		Exterior/None - Health/Medical - Nursing Home - 12		Health/Medical - Nursing Home		12		Exterior/None		Com-Indoor-Exit		Ex		Nrs		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGENrsExCZ12		Com-Indoor-ExitSCENrsExCZ12		Com-Indoor-ExitSDGNrsExCZ12

		Exterior/None - Health/Medical - Nursing Home - 13		Health/Medical - Nursing Home		13		Exterior/None		Com-Indoor-Exit		Ex		Nrs		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGENrsExCZ13		Com-Indoor-ExitSCENrsExCZ13		Com-Indoor-ExitSDGNrsExCZ13

		Exterior/None - Health/Medical - Nursing Home - 14		Health/Medical - Nursing Home		14		Exterior/None		Com-Indoor-Exit		Ex		Nrs		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGENrsExCZ14		Com-Indoor-ExitSCENrsExCZ14		Com-Indoor-ExitSDGNrsExCZ14

		Exterior/None - Health/Medical - Nursing Home - 15		Health/Medical - Nursing Home		15		Exterior/None		Com-Indoor-Exit		Ex		Nrs		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGENrsExCZ15		Com-Indoor-ExitSCENrsExCZ15		Com-Indoor-ExitSDGNrsExCZ15

		Exterior/None - Health/Medical - Nursing Home - 16		Health/Medical - Nursing Home		16		Exterior/None		Com-Indoor-Exit		Ex		Nrs		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGENrsExCZ16		Com-Indoor-ExitSCENrsExCZ16		Com-Indoor-ExitSDGNrsExCZ16

		Exterior/None - Health/Medical - Nursing Home - 17		Health/Medical - Nursing Home		17		Exterior/None		Com-Indoor-Exit		Ex		Nrs		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGENrsExIOU		Com-Indoor-ExitSCENrsExIOU		Com-Indoor-ExitSDGNrsExIOU

		Exterior/None - Industrial - 01		Industrial		01		Exterior/None		Com-Indoor-Exit		Ex		Ind		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEIndExCZ01		Com-Indoor-ExitSCEIndExCZ01		Com-Indoor-ExitSDGIndExCZ01

		Exterior/None - Industrial - 02		Industrial		02		Exterior/None		Com-Indoor-Exit		Ex		Ind		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEIndExCZ02		Com-Indoor-ExitSCEIndExCZ02		Com-Indoor-ExitSDGIndExCZ02

		Exterior/None - Industrial - 03		Industrial		03		Exterior/None		Com-Indoor-Exit		Ex		Ind		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEIndExCZ03		Com-Indoor-ExitSCEIndExCZ03		Com-Indoor-ExitSDGIndExCZ03

		Exterior/None - Industrial - 04		Industrial		04		Exterior/None		Com-Indoor-Exit		Ex		Ind		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEIndExCZ04		Com-Indoor-ExitSCEIndExCZ04		Com-Indoor-ExitSDGIndExCZ04

		Exterior/None - Industrial - 05		Industrial		05		Exterior/None		Com-Indoor-Exit		Ex		Ind		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEIndExCZ05		Com-Indoor-ExitSCEIndExCZ05		Com-Indoor-ExitSDGIndExCZ05

		Exterior/None - Industrial - 06		Industrial		06		Exterior/None		Com-Indoor-Exit		Ex		Ind		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEIndExCZ06		Com-Indoor-ExitSCEIndExCZ06		Com-Indoor-ExitSDGIndExCZ06

		Exterior/None - Industrial - 07		Industrial		07		Exterior/None		Com-Indoor-Exit		Ex		Ind		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEIndExCZ07		Com-Indoor-ExitSCEIndExCZ07		Com-Indoor-ExitSDGIndExCZ07

		Exterior/None - Industrial - 08		Industrial		08		Exterior/None		Com-Indoor-Exit		Ex		Ind		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEIndExCZ08		Com-Indoor-ExitSCEIndExCZ08		Com-Indoor-ExitSDGIndExCZ08

		Exterior/None - Industrial - 09		Industrial		09		Exterior/None		Com-Indoor-Exit		Ex		Ind		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEIndExCZ09		Com-Indoor-ExitSCEIndExCZ09		Com-Indoor-ExitSDGIndExCZ09

		Exterior/None - Industrial - 10		Industrial		10		Exterior/None		Com-Indoor-Exit		Ex		Ind		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEIndExCZ10		Com-Indoor-ExitSCEIndExCZ10		Com-Indoor-ExitSDGIndExCZ10

		Exterior/None - Industrial - 11		Industrial		11		Exterior/None		Com-Indoor-Exit		Ex		Ind		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEIndExCZ11		Com-Indoor-ExitSCEIndExCZ11		Com-Indoor-ExitSDGIndExCZ11

		Exterior/None - Industrial - 12		Industrial		12		Exterior/None		Com-Indoor-Exit		Ex		Ind		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEIndExCZ12		Com-Indoor-ExitSCEIndExCZ12		Com-Indoor-ExitSDGIndExCZ12

		Exterior/None - Industrial - 13		Industrial		13		Exterior/None		Com-Indoor-Exit		Ex		Ind		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEIndExCZ13		Com-Indoor-ExitSCEIndExCZ13		Com-Indoor-ExitSDGIndExCZ13

		Exterior/None - Industrial - 14		Industrial		14		Exterior/None		Com-Indoor-Exit		Ex		Ind		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEIndExCZ14		Com-Indoor-ExitSCEIndExCZ14		Com-Indoor-ExitSDGIndExCZ14

		Exterior/None - Industrial - 15		Industrial		15		Exterior/None		Com-Indoor-Exit		Ex		Ind		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEIndExCZ15		Com-Indoor-ExitSCEIndExCZ15		Com-Indoor-ExitSDGIndExCZ15

		Exterior/None - Industrial - 16		Industrial		16		Exterior/None		Com-Indoor-Exit		Ex		Ind		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEIndExCZ16		Com-Indoor-ExitSCEIndExCZ16		Com-Indoor-ExitSDGIndExCZ16

		Exterior/None - Industrial - 17		Industrial		17		Exterior/None		Com-Indoor-Exit		Ex		Ind		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEIndExIOU		Com-Indoor-ExitSCEIndExIOU		Com-Indoor-ExitSDGIndExIOU

		Exterior/None - Lodging - Guest Rooms - 01		Lodging - Guest Rooms		01		Exterior/None		Com-Indoor-Exit		Ex		GsR		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGsRExCZ01		Com-Indoor-ExitSCEGsRExCZ01		Com-Indoor-ExitSDGGsRExCZ01

		Exterior/None - Lodging - Guest Rooms - 02		Lodging - Guest Rooms		02		Exterior/None		Com-Indoor-Exit		Ex		GsR		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGsRExCZ02		Com-Indoor-ExitSCEGsRExCZ02		Com-Indoor-ExitSDGGsRExCZ02

		Exterior/None - Lodging - Guest Rooms - 03		Lodging - Guest Rooms		03		Exterior/None		Com-Indoor-Exit		Ex		GsR		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGsRExCZ03		Com-Indoor-ExitSCEGsRExCZ03		Com-Indoor-ExitSDGGsRExCZ03

		Exterior/None - Lodging - Guest Rooms - 04		Lodging - Guest Rooms		04		Exterior/None		Com-Indoor-Exit		Ex		GsR		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGsRExCZ04		Com-Indoor-ExitSCEGsRExCZ04		Com-Indoor-ExitSDGGsRExCZ04

		Exterior/None - Lodging - Guest Rooms - 05		Lodging - Guest Rooms		05		Exterior/None		Com-Indoor-Exit		Ex		GsR		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGsRExCZ05		Com-Indoor-ExitSCEGsRExCZ05		Com-Indoor-ExitSDGGsRExCZ05

		Exterior/None - Lodging - Guest Rooms - 06		Lodging - Guest Rooms		06		Exterior/None		Com-Indoor-Exit		Ex		GsR		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEGsRExCZ06		Com-Indoor-ExitSCEGsRExCZ06		Com-Indoor-ExitSDGGsRExCZ06

		Exterior/None - Lodging - Guest Rooms - 07		Lodging - Guest Rooms		07		Exterior/None		Com-Indoor-Exit		Ex		GsR		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEGsRExCZ07		Com-Indoor-ExitSCEGsRExCZ07		Com-Indoor-ExitSDGGsRExCZ07

		Exterior/None - Lodging - Guest Rooms - 08		Lodging - Guest Rooms		08		Exterior/None		Com-Indoor-Exit		Ex		GsR		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEGsRExCZ08		Com-Indoor-ExitSCEGsRExCZ08		Com-Indoor-ExitSDGGsRExCZ08

		Exterior/None - Lodging - Guest Rooms - 09		Lodging - Guest Rooms		09		Exterior/None		Com-Indoor-Exit		Ex		GsR		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGsRExCZ09		Com-Indoor-ExitSCEGsRExCZ09		Com-Indoor-ExitSDGGsRExCZ09

		Exterior/None - Lodging - Guest Rooms - 10		Lodging - Guest Rooms		10		Exterior/None		Com-Indoor-Exit		Ex		GsR		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEGsRExCZ10		Com-Indoor-ExitSCEGsRExCZ10		Com-Indoor-ExitSDGGsRExCZ10

		Exterior/None - Lodging - Guest Rooms - 11		Lodging - Guest Rooms		11		Exterior/None		Com-Indoor-Exit		Ex		GsR		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGsRExCZ11		Com-Indoor-ExitSCEGsRExCZ11		Com-Indoor-ExitSDGGsRExCZ11

		Exterior/None - Lodging - Guest Rooms - 12		Lodging - Guest Rooms		12		Exterior/None		Com-Indoor-Exit		Ex		GsR		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGsRExCZ12		Com-Indoor-ExitSCEGsRExCZ12		Com-Indoor-ExitSDGGsRExCZ12

		Exterior/None - Lodging - Guest Rooms - 13		Lodging - Guest Rooms		13		Exterior/None		Com-Indoor-Exit		Ex		GsR		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGsRExCZ13		Com-Indoor-ExitSCEGsRExCZ13		Com-Indoor-ExitSDGGsRExCZ13

		Exterior/None - Lodging - Guest Rooms - 14		Lodging - Guest Rooms		14		Exterior/None		Com-Indoor-Exit		Ex		GsR		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEGsRExCZ14		Com-Indoor-ExitSCEGsRExCZ14		Com-Indoor-ExitSDGGsRExCZ14

		Exterior/None - Lodging - Guest Rooms - 15		Lodging - Guest Rooms		15		Exterior/None		Com-Indoor-Exit		Ex		GsR		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEGsRExCZ15		Com-Indoor-ExitSCEGsRExCZ15		Com-Indoor-ExitSDGGsRExCZ15

		Exterior/None - Lodging - Guest Rooms - 16		Lodging - Guest Rooms		16		Exterior/None		Com-Indoor-Exit		Ex		GsR		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEGsRExCZ16		Com-Indoor-ExitSCEGsRExCZ16		Com-Indoor-ExitSDGGsRExCZ16

		Exterior/None - Lodging - Guest Rooms - 17		Lodging - Guest Rooms		17		Exterior/None		Com-Indoor-Exit		Ex		GsR		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEGsRExIOU		Com-Indoor-ExitSCEGsRExIOU		Com-Indoor-ExitSDGGsRExIOU

		Exterior/None - Lodging - Hotel - 01		Lodging - Hotel		01		Exterior/None		Com-Indoor-Exit		Ex		Htl		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHtlExCZ01		Com-Indoor-ExitSCEHtlExCZ01		Com-Indoor-ExitSDGHtlExCZ01

		Exterior/None - Lodging - Hotel - 02		Lodging - Hotel		02		Exterior/None		Com-Indoor-Exit		Ex		Htl		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHtlExCZ02		Com-Indoor-ExitSCEHtlExCZ02		Com-Indoor-ExitSDGHtlExCZ02

		Exterior/None - Lodging - Hotel - 03		Lodging - Hotel		03		Exterior/None		Com-Indoor-Exit		Ex		Htl		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHtlExCZ03		Com-Indoor-ExitSCEHtlExCZ03		Com-Indoor-ExitSDGHtlExCZ03

		Exterior/None - Lodging - Hotel - 04		Lodging - Hotel		04		Exterior/None		Com-Indoor-Exit		Ex		Htl		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHtlExCZ04		Com-Indoor-ExitSCEHtlExCZ04		Com-Indoor-ExitSDGHtlExCZ04

		Exterior/None - Lodging - Hotel - 05		Lodging - Hotel		05		Exterior/None		Com-Indoor-Exit		Ex		Htl		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHtlExCZ05		Com-Indoor-ExitSCEHtlExCZ05		Com-Indoor-ExitSDGHtlExCZ05

		Exterior/None - Lodging - Hotel - 06		Lodging - Hotel		06		Exterior/None		Com-Indoor-Exit		Ex		Htl		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEHtlExCZ06		Com-Indoor-ExitSCEHtlExCZ06		Com-Indoor-ExitSDGHtlExCZ06

		Exterior/None - Lodging - Hotel - 07		Lodging - Hotel		07		Exterior/None		Com-Indoor-Exit		Ex		Htl		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEHtlExCZ07		Com-Indoor-ExitSCEHtlExCZ07		Com-Indoor-ExitSDGHtlExCZ07

		Exterior/None - Lodging - Hotel - 08		Lodging - Hotel		08		Exterior/None		Com-Indoor-Exit		Ex		Htl		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEHtlExCZ08		Com-Indoor-ExitSCEHtlExCZ08		Com-Indoor-ExitSDGHtlExCZ08

		Exterior/None - Lodging - Hotel - 09		Lodging - Hotel		09		Exterior/None		Com-Indoor-Exit		Ex		Htl		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHtlExCZ09		Com-Indoor-ExitSCEHtlExCZ09		Com-Indoor-ExitSDGHtlExCZ09

		Exterior/None - Lodging - Hotel - 10		Lodging - Hotel		10		Exterior/None		Com-Indoor-Exit		Ex		Htl		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEHtlExCZ10		Com-Indoor-ExitSCEHtlExCZ10		Com-Indoor-ExitSDGHtlExCZ10

		Exterior/None - Lodging - Hotel - 11		Lodging - Hotel		11		Exterior/None		Com-Indoor-Exit		Ex		Htl		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHtlExCZ11		Com-Indoor-ExitSCEHtlExCZ11		Com-Indoor-ExitSDGHtlExCZ11

		Exterior/None - Lodging - Hotel - 12		Lodging - Hotel		12		Exterior/None		Com-Indoor-Exit		Ex		Htl		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHtlExCZ12		Com-Indoor-ExitSCEHtlExCZ12		Com-Indoor-ExitSDGHtlExCZ12

		Exterior/None - Lodging - Hotel - 13		Lodging - Hotel		13		Exterior/None		Com-Indoor-Exit		Ex		Htl		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHtlExCZ13		Com-Indoor-ExitSCEHtlExCZ13		Com-Indoor-ExitSDGHtlExCZ13

		Exterior/None - Lodging - Hotel - 14		Lodging - Hotel		14		Exterior/None		Com-Indoor-Exit		Ex		Htl		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEHtlExCZ14		Com-Indoor-ExitSCEHtlExCZ14		Com-Indoor-ExitSDGHtlExCZ14

		Exterior/None - Lodging - Hotel - 15		Lodging - Hotel		15		Exterior/None		Com-Indoor-Exit		Ex		Htl		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEHtlExCZ15		Com-Indoor-ExitSCEHtlExCZ15		Com-Indoor-ExitSDGHtlExCZ15

		Exterior/None - Lodging - Hotel - 16		Lodging - Hotel		16		Exterior/None		Com-Indoor-Exit		Ex		Htl		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEHtlExCZ16		Com-Indoor-ExitSCEHtlExCZ16		Com-Indoor-ExitSDGHtlExCZ16

		Exterior/None - Lodging - Hotel - 17		Lodging - Hotel		17		Exterior/None		Com-Indoor-Exit		Ex		Htl		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEHtlExIOU		Com-Indoor-ExitSCEHtlExIOU		Com-Indoor-ExitSDGHtlExIOU

		Exterior/None - Lodging - Motel - 01		Lodging - Motel		01		Exterior/None		Com-Indoor-Exit		Ex		Mtl		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMtlExCZ01		Com-Indoor-ExitSCEMtlExCZ01		Com-Indoor-ExitSDGMtlExCZ01

		Exterior/None - Lodging - Motel - 02		Lodging - Motel		02		Exterior/None		Com-Indoor-Exit		Ex		Mtl		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMtlExCZ02		Com-Indoor-ExitSCEMtlExCZ02		Com-Indoor-ExitSDGMtlExCZ02

		Exterior/None - Lodging - Motel - 03		Lodging - Motel		03		Exterior/None		Com-Indoor-Exit		Ex		Mtl		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMtlExCZ03		Com-Indoor-ExitSCEMtlExCZ03		Com-Indoor-ExitSDGMtlExCZ03

		Exterior/None - Lodging - Motel - 04		Lodging - Motel		04		Exterior/None		Com-Indoor-Exit		Ex		Mtl		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMtlExCZ04		Com-Indoor-ExitSCEMtlExCZ04		Com-Indoor-ExitSDGMtlExCZ04

		Exterior/None - Lodging - Motel - 05		Lodging - Motel		05		Exterior/None		Com-Indoor-Exit		Ex		Mtl		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMtlExCZ05		Com-Indoor-ExitSCEMtlExCZ05		Com-Indoor-ExitSDGMtlExCZ05

		Exterior/None - Lodging - Motel - 06		Lodging - Motel		06		Exterior/None		Com-Indoor-Exit		Ex		Mtl		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMtlExCZ06		Com-Indoor-ExitSCEMtlExCZ06		Com-Indoor-ExitSDGMtlExCZ06

		Exterior/None - Lodging - Motel - 07		Lodging - Motel		07		Exterior/None		Com-Indoor-Exit		Ex		Mtl		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMtlExCZ07		Com-Indoor-ExitSCEMtlExCZ07		Com-Indoor-ExitSDGMtlExCZ07

		Exterior/None - Lodging - Motel - 08		Lodging - Motel		08		Exterior/None		Com-Indoor-Exit		Ex		Mtl		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMtlExCZ08		Com-Indoor-ExitSCEMtlExCZ08		Com-Indoor-ExitSDGMtlExCZ08

		Exterior/None - Lodging - Motel - 09		Lodging - Motel		09		Exterior/None		Com-Indoor-Exit		Ex		Mtl		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMtlExCZ09		Com-Indoor-ExitSCEMtlExCZ09		Com-Indoor-ExitSDGMtlExCZ09

		Exterior/None - Lodging - Motel - 10		Lodging - Motel		10		Exterior/None		Com-Indoor-Exit		Ex		Mtl		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMtlExCZ10		Com-Indoor-ExitSCEMtlExCZ10		Com-Indoor-ExitSDGMtlExCZ10

		Exterior/None - Lodging - Motel - 11		Lodging - Motel		11		Exterior/None		Com-Indoor-Exit		Ex		Mtl		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMtlExCZ11		Com-Indoor-ExitSCEMtlExCZ11		Com-Indoor-ExitSDGMtlExCZ11

		Exterior/None - Lodging - Motel - 12		Lodging - Motel		12		Exterior/None		Com-Indoor-Exit		Ex		Mtl		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMtlExCZ12		Com-Indoor-ExitSCEMtlExCZ12		Com-Indoor-ExitSDGMtlExCZ12

		Exterior/None - Lodging - Motel - 13		Lodging - Motel		13		Exterior/None		Com-Indoor-Exit		Ex		Mtl		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMtlExCZ13		Com-Indoor-ExitSCEMtlExCZ13		Com-Indoor-ExitSDGMtlExCZ13

		Exterior/None - Lodging - Motel - 14		Lodging - Motel		14		Exterior/None		Com-Indoor-Exit		Ex		Mtl		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMtlExCZ14		Com-Indoor-ExitSCEMtlExCZ14		Com-Indoor-ExitSDGMtlExCZ14

		Exterior/None - Lodging - Motel - 15		Lodging - Motel		15		Exterior/None		Com-Indoor-Exit		Ex		Mtl		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMtlExCZ15		Com-Indoor-ExitSCEMtlExCZ15		Com-Indoor-ExitSDGMtlExCZ15

		Exterior/None - Lodging - Motel - 16		Lodging - Motel		16		Exterior/None		Com-Indoor-Exit		Ex		Mtl		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMtlExCZ16		Com-Indoor-ExitSCEMtlExCZ16		Com-Indoor-ExitSDGMtlExCZ16

		Exterior/None - Lodging - Motel - 17		Lodging - Motel		17		Exterior/None		Com-Indoor-Exit		Ex		Mtl		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMtlExIOU		Com-Indoor-ExitSCEMtlExIOU		Com-Indoor-ExitSDGMtlExIOU

		Exterior/None - Manufacturing - Bio/Tech - 01		Manufacturing - Bio/Tech		01		Exterior/None		Com-Indoor-Exit		Ex		MBT		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMBTExCZ01		Com-Indoor-ExitSCEMBTExCZ01		Com-Indoor-ExitSDGMBTExCZ01

		Exterior/None - Manufacturing - Bio/Tech - 02		Manufacturing - Bio/Tech		02		Exterior/None		Com-Indoor-Exit		Ex		MBT		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMBTExCZ02		Com-Indoor-ExitSCEMBTExCZ02		Com-Indoor-ExitSDGMBTExCZ02

		Exterior/None - Manufacturing - Bio/Tech - 03		Manufacturing - Bio/Tech		03		Exterior/None		Com-Indoor-Exit		Ex		MBT		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMBTExCZ03		Com-Indoor-ExitSCEMBTExCZ03		Com-Indoor-ExitSDGMBTExCZ03

		Exterior/None - Manufacturing - Bio/Tech - 04		Manufacturing - Bio/Tech		04		Exterior/None		Com-Indoor-Exit		Ex		MBT		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMBTExCZ04		Com-Indoor-ExitSCEMBTExCZ04		Com-Indoor-ExitSDGMBTExCZ04

		Exterior/None - Manufacturing - Bio/Tech - 05		Manufacturing - Bio/Tech		05		Exterior/None		Com-Indoor-Exit		Ex		MBT		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMBTExCZ05		Com-Indoor-ExitSCEMBTExCZ05		Com-Indoor-ExitSDGMBTExCZ05

		Exterior/None - Manufacturing - Bio/Tech - 06		Manufacturing - Bio/Tech		06		Exterior/None		Com-Indoor-Exit		Ex		MBT		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMBTExCZ06		Com-Indoor-ExitSCEMBTExCZ06		Com-Indoor-ExitSDGMBTExCZ06

		Exterior/None - Manufacturing - Bio/Tech - 07		Manufacturing - Bio/Tech		07		Exterior/None		Com-Indoor-Exit		Ex		MBT		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMBTExCZ07		Com-Indoor-ExitSCEMBTExCZ07		Com-Indoor-ExitSDGMBTExCZ07

		Exterior/None - Manufacturing - Bio/Tech - 08		Manufacturing - Bio/Tech		08		Exterior/None		Com-Indoor-Exit		Ex		MBT		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMBTExCZ08		Com-Indoor-ExitSCEMBTExCZ08		Com-Indoor-ExitSDGMBTExCZ08

		Exterior/None - Manufacturing - Bio/Tech - 09		Manufacturing - Bio/Tech		09		Exterior/None		Com-Indoor-Exit		Ex		MBT		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMBTExCZ09		Com-Indoor-ExitSCEMBTExCZ09		Com-Indoor-ExitSDGMBTExCZ09

		Exterior/None - Manufacturing - Bio/Tech - 10		Manufacturing - Bio/Tech		10		Exterior/None		Com-Indoor-Exit		Ex		MBT		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMBTExCZ10		Com-Indoor-ExitSCEMBTExCZ10		Com-Indoor-ExitSDGMBTExCZ10

		Exterior/None - Manufacturing - Bio/Tech - 11		Manufacturing - Bio/Tech		11		Exterior/None		Com-Indoor-Exit		Ex		MBT		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMBTExCZ11		Com-Indoor-ExitSCEMBTExCZ11		Com-Indoor-ExitSDGMBTExCZ11

		Exterior/None - Manufacturing - Bio/Tech - 12		Manufacturing - Bio/Tech		12		Exterior/None		Com-Indoor-Exit		Ex		MBT		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMBTExCZ12		Com-Indoor-ExitSCEMBTExCZ12		Com-Indoor-ExitSDGMBTExCZ12

		Exterior/None - Manufacturing - Bio/Tech - 13		Manufacturing - Bio/Tech		13		Exterior/None		Com-Indoor-Exit		Ex		MBT		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMBTExCZ13		Com-Indoor-ExitSCEMBTExCZ13		Com-Indoor-ExitSDGMBTExCZ13

		Exterior/None - Manufacturing - Bio/Tech - 14		Manufacturing - Bio/Tech		14		Exterior/None		Com-Indoor-Exit		Ex		MBT		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMBTExCZ14		Com-Indoor-ExitSCEMBTExCZ14		Com-Indoor-ExitSDGMBTExCZ14

		Exterior/None - Manufacturing - Bio/Tech - 15		Manufacturing - Bio/Tech		15		Exterior/None		Com-Indoor-Exit		Ex		MBT		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMBTExCZ15		Com-Indoor-ExitSCEMBTExCZ15		Com-Indoor-ExitSDGMBTExCZ15

		Exterior/None - Manufacturing - Bio/Tech - 16		Manufacturing - Bio/Tech		16		Exterior/None		Com-Indoor-Exit		Ex		MBT		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMBTExCZ16		Com-Indoor-ExitSCEMBTExCZ16		Com-Indoor-ExitSDGMBTExCZ16

		Exterior/None - Manufacturing - Bio/Tech - 17		Manufacturing - Bio/Tech		17		Exterior/None		Com-Indoor-Exit		Ex		MBT		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMBTExIOU		Com-Indoor-ExitSCEMBTExIOU		Com-Indoor-ExitSDGMBTExIOU

		Exterior/None - Manufacturing - Light Industrial - 01		Manufacturing - Light Industrial		01		Exterior/None		Com-Indoor-Exit		Ex		MLI		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMLIExCZ01		Com-Indoor-ExitSCEMLIExCZ01		Com-Indoor-ExitSDGMLIExCZ01

		Exterior/None - Manufacturing - Light Industrial - 02		Manufacturing - Light Industrial		02		Exterior/None		Com-Indoor-Exit		Ex		MLI		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMLIExCZ02		Com-Indoor-ExitSCEMLIExCZ02		Com-Indoor-ExitSDGMLIExCZ02

		Exterior/None - Manufacturing - Light Industrial - 03		Manufacturing - Light Industrial		03		Exterior/None		Com-Indoor-Exit		Ex		MLI		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMLIExCZ03		Com-Indoor-ExitSCEMLIExCZ03		Com-Indoor-ExitSDGMLIExCZ03

		Exterior/None - Manufacturing - Light Industrial - 04		Manufacturing - Light Industrial		04		Exterior/None		Com-Indoor-Exit		Ex		MLI		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMLIExCZ04		Com-Indoor-ExitSCEMLIExCZ04		Com-Indoor-ExitSDGMLIExCZ04

		Exterior/None - Manufacturing - Light Industrial - 05		Manufacturing - Light Industrial		05		Exterior/None		Com-Indoor-Exit		Ex		MLI		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMLIExCZ05		Com-Indoor-ExitSCEMLIExCZ05		Com-Indoor-ExitSDGMLIExCZ05

		Exterior/None - Manufacturing - Light Industrial - 06		Manufacturing - Light Industrial		06		Exterior/None		Com-Indoor-Exit		Ex		MLI		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMLIExCZ06		Com-Indoor-ExitSCEMLIExCZ06		Com-Indoor-ExitSDGMLIExCZ06

		Exterior/None - Manufacturing - Light Industrial - 07		Manufacturing - Light Industrial		07		Exterior/None		Com-Indoor-Exit		Ex		MLI		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMLIExCZ07		Com-Indoor-ExitSCEMLIExCZ07		Com-Indoor-ExitSDGMLIExCZ07

		Exterior/None - Manufacturing - Light Industrial - 08		Manufacturing - Light Industrial		08		Exterior/None		Com-Indoor-Exit		Ex		MLI		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMLIExCZ08		Com-Indoor-ExitSCEMLIExCZ08		Com-Indoor-ExitSDGMLIExCZ08

		Exterior/None - Manufacturing - Light Industrial - 09		Manufacturing - Light Industrial		09		Exterior/None		Com-Indoor-Exit		Ex		MLI		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMLIExCZ09		Com-Indoor-ExitSCEMLIExCZ09		Com-Indoor-ExitSDGMLIExCZ09

		Exterior/None - Manufacturing - Light Industrial - 10		Manufacturing - Light Industrial		10		Exterior/None		Com-Indoor-Exit		Ex		MLI		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMLIExCZ10		Com-Indoor-ExitSCEMLIExCZ10		Com-Indoor-ExitSDGMLIExCZ10

		Exterior/None - Manufacturing - Light Industrial - 11		Manufacturing - Light Industrial		11		Exterior/None		Com-Indoor-Exit		Ex		MLI		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMLIExCZ11		Com-Indoor-ExitSCEMLIExCZ11		Com-Indoor-ExitSDGMLIExCZ11

		Exterior/None - Manufacturing - Light Industrial - 12		Manufacturing - Light Industrial		12		Exterior/None		Com-Indoor-Exit		Ex		MLI		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMLIExCZ12		Com-Indoor-ExitSCEMLIExCZ12		Com-Indoor-ExitSDGMLIExCZ12

		Exterior/None - Manufacturing - Light Industrial - 13		Manufacturing - Light Industrial		13		Exterior/None		Com-Indoor-Exit		Ex		MLI		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMLIExCZ13		Com-Indoor-ExitSCEMLIExCZ13		Com-Indoor-ExitSDGMLIExCZ13

		Exterior/None - Manufacturing - Light Industrial - 14		Manufacturing - Light Industrial		14		Exterior/None		Com-Indoor-Exit		Ex		MLI		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMLIExCZ14		Com-Indoor-ExitSCEMLIExCZ14		Com-Indoor-ExitSDGMLIExCZ14

		Exterior/None - Manufacturing - Light Industrial - 15		Manufacturing - Light Industrial		15		Exterior/None		Com-Indoor-Exit		Ex		MLI		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMLIExCZ15		Com-Indoor-ExitSCEMLIExCZ15		Com-Indoor-ExitSDGMLIExCZ15

		Exterior/None - Manufacturing - Light Industrial - 16		Manufacturing - Light Industrial		16		Exterior/None		Com-Indoor-Exit		Ex		MLI		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMLIExCZ16		Com-Indoor-ExitSCEMLIExCZ16		Com-Indoor-ExitSDGMLIExCZ16

		Exterior/None - Manufacturing - Light Industrial - 17		Manufacturing - Light Industrial		17		Exterior/None		Com-Indoor-Exit		Ex		MLI		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMLIExIOU		Com-Indoor-ExitSCEMLIExIOU		Com-Indoor-ExitSDGMLIExIOU

		Exterior/None - Misc - Commercial - 01		Misc - Commercial		01		Exterior/None		Com-Indoor-Exit		Ex		MiC		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMiCExCZ01		Com-Indoor-ExitSCEMiCExCZ01		Com-Indoor-ExitSDGMiCExCZ01

		Exterior/None - Misc - Commercial - 02		Misc - Commercial		02		Exterior/None		Com-Indoor-Exit		Ex		MiC		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMiCExCZ02		Com-Indoor-ExitSCEMiCExCZ02		Com-Indoor-ExitSDGMiCExCZ02

		Exterior/None - Misc - Commercial - 03		Misc - Commercial		03		Exterior/None		Com-Indoor-Exit		Ex		MiC		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMiCExCZ03		Com-Indoor-ExitSCEMiCExCZ03		Com-Indoor-ExitSDGMiCExCZ03

		Exterior/None - Misc - Commercial - 04		Misc - Commercial		04		Exterior/None		Com-Indoor-Exit		Ex		MiC		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMiCExCZ04		Com-Indoor-ExitSCEMiCExCZ04		Com-Indoor-ExitSDGMiCExCZ04

		Exterior/None - Misc - Commercial - 05		Misc - Commercial		05		Exterior/None		Com-Indoor-Exit		Ex		MiC		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMiCExCZ05		Com-Indoor-ExitSCEMiCExCZ05		Com-Indoor-ExitSDGMiCExCZ05

		Exterior/None - Misc - Commercial - 06		Misc - Commercial		06		Exterior/None		Com-Indoor-Exit		Ex		MiC		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMiCExCZ06		Com-Indoor-ExitSCEMiCExCZ06		Com-Indoor-ExitSDGMiCExCZ06

		Exterior/None - Misc - Commercial - 07		Misc - Commercial		07		Exterior/None		Com-Indoor-Exit		Ex		MiC		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMiCExCZ07		Com-Indoor-ExitSCEMiCExCZ07		Com-Indoor-ExitSDGMiCExCZ07

		Exterior/None - Misc - Commercial - 08		Misc - Commercial		08		Exterior/None		Com-Indoor-Exit		Ex		MiC		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMiCExCZ08		Com-Indoor-ExitSCEMiCExCZ08		Com-Indoor-ExitSDGMiCExCZ08

		Exterior/None - Misc - Commercial - 09		Misc - Commercial		09		Exterior/None		Com-Indoor-Exit		Ex		MiC		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMiCExCZ09		Com-Indoor-ExitSCEMiCExCZ09		Com-Indoor-ExitSDGMiCExCZ09

		Exterior/None - Misc - Commercial - 10		Misc - Commercial		10		Exterior/None		Com-Indoor-Exit		Ex		MiC		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMiCExCZ10		Com-Indoor-ExitSCEMiCExCZ10		Com-Indoor-ExitSDGMiCExCZ10

		Exterior/None - Misc - Commercial - 11		Misc - Commercial		11		Exterior/None		Com-Indoor-Exit		Ex		MiC		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMiCExCZ11		Com-Indoor-ExitSCEMiCExCZ11		Com-Indoor-ExitSDGMiCExCZ11

		Exterior/None - Misc - Commercial - 12		Misc - Commercial		12		Exterior/None		Com-Indoor-Exit		Ex		MiC		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMiCExCZ12		Com-Indoor-ExitSCEMiCExCZ12		Com-Indoor-ExitSDGMiCExCZ12

		Exterior/None - Misc - Commercial - 13		Misc - Commercial		13		Exterior/None		Com-Indoor-Exit		Ex		MiC		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMiCExCZ13		Com-Indoor-ExitSCEMiCExCZ13		Com-Indoor-ExitSDGMiCExCZ13

		Exterior/None - Misc - Commercial - 14		Misc - Commercial		14		Exterior/None		Com-Indoor-Exit		Ex		MiC		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMiCExCZ14		Com-Indoor-ExitSCEMiCExCZ14		Com-Indoor-ExitSDGMiCExCZ14

		Exterior/None - Misc - Commercial - 15		Misc - Commercial		15		Exterior/None		Com-Indoor-Exit		Ex		MiC		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMiCExCZ15		Com-Indoor-ExitSCEMiCExCZ15		Com-Indoor-ExitSDGMiCExCZ15

		Exterior/None - Misc - Commercial - 16		Misc - Commercial		16		Exterior/None		Com-Indoor-Exit		Ex		MiC		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEMiCExCZ16		Com-Indoor-ExitSCEMiCExCZ16		Com-Indoor-ExitSDGMiCExCZ16

		Exterior/None - Misc - Commercial - 17		Misc - Commercial		17		Exterior/None		Com-Indoor-Exit		Ex		MiC		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEMiCExIOU		Com-Indoor-ExitSCEMiCExIOU		Com-Indoor-ExitSDGMiCExIOU

		Exterior/None - Office - Large - 01		Office - Large		01		Exterior/None		Com-Indoor-Exit		Ex		OfL		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfLExCZ01		Com-Indoor-ExitSCEOfLExCZ01		Com-Indoor-ExitSDGOfLExCZ01

		Exterior/None - Office - Large - 02		Office - Large		02		Exterior/None		Com-Indoor-Exit		Ex		OfL		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfLExCZ02		Com-Indoor-ExitSCEOfLExCZ02		Com-Indoor-ExitSDGOfLExCZ02

		Exterior/None - Office - Large - 03		Office - Large		03		Exterior/None		Com-Indoor-Exit		Ex		OfL		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfLExCZ03		Com-Indoor-ExitSCEOfLExCZ03		Com-Indoor-ExitSDGOfLExCZ03

		Exterior/None - Office - Large - 04		Office - Large		04		Exterior/None		Com-Indoor-Exit		Ex		OfL		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfLExCZ04		Com-Indoor-ExitSCEOfLExCZ04		Com-Indoor-ExitSDGOfLExCZ04

		Exterior/None - Office - Large - 05		Office - Large		05		Exterior/None		Com-Indoor-Exit		Ex		OfL		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfLExCZ05		Com-Indoor-ExitSCEOfLExCZ05		Com-Indoor-ExitSDGOfLExCZ05

		Exterior/None - Office - Large - 06		Office - Large		06		Exterior/None		Com-Indoor-Exit		Ex		OfL		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEOfLExCZ06		Com-Indoor-ExitSCEOfLExCZ06		Com-Indoor-ExitSDGOfLExCZ06

		Exterior/None - Office - Large - 07		Office - Large		07		Exterior/None		Com-Indoor-Exit		Ex		OfL		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEOfLExCZ07		Com-Indoor-ExitSCEOfLExCZ07		Com-Indoor-ExitSDGOfLExCZ07

		Exterior/None - Office - Large - 08		Office - Large		08		Exterior/None		Com-Indoor-Exit		Ex		OfL		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEOfLExCZ08		Com-Indoor-ExitSCEOfLExCZ08		Com-Indoor-ExitSDGOfLExCZ08

		Exterior/None - Office - Large - 09		Office - Large		09		Exterior/None		Com-Indoor-Exit		Ex		OfL		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfLExCZ09		Com-Indoor-ExitSCEOfLExCZ09		Com-Indoor-ExitSDGOfLExCZ09

		Exterior/None - Office - Large - 10		Office - Large		10		Exterior/None		Com-Indoor-Exit		Ex		OfL		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEOfLExCZ10		Com-Indoor-ExitSCEOfLExCZ10		Com-Indoor-ExitSDGOfLExCZ10

		Exterior/None - Office - Large - 11		Office - Large		11		Exterior/None		Com-Indoor-Exit		Ex		OfL		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfLExCZ11		Com-Indoor-ExitSCEOfLExCZ11		Com-Indoor-ExitSDGOfLExCZ11

		Exterior/None - Office - Large - 12		Office - Large		12		Exterior/None		Com-Indoor-Exit		Ex		OfL		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfLExCZ12		Com-Indoor-ExitSCEOfLExCZ12		Com-Indoor-ExitSDGOfLExCZ12

		Exterior/None - Office - Large - 13		Office - Large		13		Exterior/None		Com-Indoor-Exit		Ex		OfL		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfLExCZ13		Com-Indoor-ExitSCEOfLExCZ13		Com-Indoor-ExitSDGOfLExCZ13

		Exterior/None - Office - Large - 14		Office - Large		14		Exterior/None		Com-Indoor-Exit		Ex		OfL		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEOfLExCZ14		Com-Indoor-ExitSCEOfLExCZ14		Com-Indoor-ExitSDGOfLExCZ14

		Exterior/None - Office - Large - 15		Office - Large		15		Exterior/None		Com-Indoor-Exit		Ex		OfL		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEOfLExCZ15		Com-Indoor-ExitSCEOfLExCZ15		Com-Indoor-ExitSDGOfLExCZ15

		Exterior/None - Office - Large - 16		Office - Large		16		Exterior/None		Com-Indoor-Exit		Ex		OfL		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfLExCZ16		Com-Indoor-ExitSCEOfLExCZ16		Com-Indoor-ExitSDGOfLExCZ16

		Exterior/None - Office - Large - 17		Office - Large		17		Exterior/None		Com-Indoor-Exit		Ex		OfL		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEOfLExIOU		Com-Indoor-ExitSCEOfLExIOU		Com-Indoor-ExitSDGOfLExIOU

		Exterior/None - Office - Small - 01		Office - Small		01		Exterior/None		Com-Indoor-Exit		Ex		OfS		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfSExCZ01		Com-Indoor-ExitSCEOfSExCZ01		Com-Indoor-ExitSDGOfSExCZ01

		Exterior/None - Office - Small - 02		Office - Small		02		Exterior/None		Com-Indoor-Exit		Ex		OfS		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfSExCZ02		Com-Indoor-ExitSCEOfSExCZ02		Com-Indoor-ExitSDGOfSExCZ02

		Exterior/None - Office - Small - 03		Office - Small		03		Exterior/None		Com-Indoor-Exit		Ex		OfS		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfSExCZ03		Com-Indoor-ExitSCEOfSExCZ03		Com-Indoor-ExitSDGOfSExCZ03

		Exterior/None - Office - Small - 04		Office - Small		04		Exterior/None		Com-Indoor-Exit		Ex		OfS		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfSExCZ04		Com-Indoor-ExitSCEOfSExCZ04		Com-Indoor-ExitSDGOfSExCZ04

		Exterior/None - Office - Small - 05		Office - Small		05		Exterior/None		Com-Indoor-Exit		Ex		OfS		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfSExCZ05		Com-Indoor-ExitSCEOfSExCZ05		Com-Indoor-ExitSDGOfSExCZ05

		Exterior/None - Office - Small - 06		Office - Small		06		Exterior/None		Com-Indoor-Exit		Ex		OfS		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEOfSExCZ06		Com-Indoor-ExitSCEOfSExCZ06		Com-Indoor-ExitSDGOfSExCZ06

		Exterior/None - Office - Small - 07		Office - Small		07		Exterior/None		Com-Indoor-Exit		Ex		OfS		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEOfSExCZ07		Com-Indoor-ExitSCEOfSExCZ07		Com-Indoor-ExitSDGOfSExCZ07

		Exterior/None - Office - Small - 08		Office - Small		08		Exterior/None		Com-Indoor-Exit		Ex		OfS		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEOfSExCZ08		Com-Indoor-ExitSCEOfSExCZ08		Com-Indoor-ExitSDGOfSExCZ08

		Exterior/None - Office - Small - 09		Office - Small		09		Exterior/None		Com-Indoor-Exit		Ex		OfS		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfSExCZ09		Com-Indoor-ExitSCEOfSExCZ09		Com-Indoor-ExitSDGOfSExCZ09

		Exterior/None - Office - Small - 10		Office - Small		10		Exterior/None		Com-Indoor-Exit		Ex		OfS		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEOfSExCZ10		Com-Indoor-ExitSCEOfSExCZ10		Com-Indoor-ExitSDGOfSExCZ10

		Exterior/None - Office - Small - 11		Office - Small		11		Exterior/None		Com-Indoor-Exit		Ex		OfS		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfSExCZ11		Com-Indoor-ExitSCEOfSExCZ11		Com-Indoor-ExitSDGOfSExCZ11

		Exterior/None - Office - Small - 12		Office - Small		12		Exterior/None		Com-Indoor-Exit		Ex		OfS		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfSExCZ12		Com-Indoor-ExitSCEOfSExCZ12		Com-Indoor-ExitSDGOfSExCZ12

		Exterior/None - Office - Small - 13		Office - Small		13		Exterior/None		Com-Indoor-Exit		Ex		OfS		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfSExCZ13		Com-Indoor-ExitSCEOfSExCZ13		Com-Indoor-ExitSDGOfSExCZ13

		Exterior/None - Office - Small - 14		Office - Small		14		Exterior/None		Com-Indoor-Exit		Ex		OfS		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEOfSExCZ14		Com-Indoor-ExitSCEOfSExCZ14		Com-Indoor-ExitSDGOfSExCZ14

		Exterior/None - Office - Small - 15		Office - Small		15		Exterior/None		Com-Indoor-Exit		Ex		OfS		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEOfSExCZ15		Com-Indoor-ExitSCEOfSExCZ15		Com-Indoor-ExitSDGOfSExCZ15

		Exterior/None - Office - Small - 16		Office - Small		16		Exterior/None		Com-Indoor-Exit		Ex		OfS		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEOfSExCZ16		Com-Indoor-ExitSCEOfSExCZ16		Com-Indoor-ExitSDGOfSExCZ16

		Exterior/None - Office - Small - 17		Office - Small		17		Exterior/None		Com-Indoor-Exit		Ex		OfS		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEOfSExIOU		Com-Indoor-ExitSCEOfSExIOU		Com-Indoor-ExitSDGOfSExIOU

		Exterior/None - Restaurant - Fast-Food - 01		Restaurant - Fast-Food		01		Exterior/None		Com-Indoor-Exit		Ex		RFF		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERFFExCZ01		Com-Indoor-ExitSCERFFExCZ01		Com-Indoor-ExitSDGRFFExCZ01

		Exterior/None - Restaurant - Fast-Food - 02		Restaurant - Fast-Food		02		Exterior/None		Com-Indoor-Exit		Ex		RFF		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERFFExCZ02		Com-Indoor-ExitSCERFFExCZ02		Com-Indoor-ExitSDGRFFExCZ02

		Exterior/None - Restaurant - Fast-Food - 03		Restaurant - Fast-Food		03		Exterior/None		Com-Indoor-Exit		Ex		RFF		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERFFExCZ03		Com-Indoor-ExitSCERFFExCZ03		Com-Indoor-ExitSDGRFFExCZ03

		Exterior/None - Restaurant - Fast-Food - 04		Restaurant - Fast-Food		04		Exterior/None		Com-Indoor-Exit		Ex		RFF		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERFFExCZ04		Com-Indoor-ExitSCERFFExCZ04		Com-Indoor-ExitSDGRFFExCZ04

		Exterior/None - Restaurant - Fast-Food - 05		Restaurant - Fast-Food		05		Exterior/None		Com-Indoor-Exit		Ex		RFF		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERFFExCZ05		Com-Indoor-ExitSCERFFExCZ05		Com-Indoor-ExitSDGRFFExCZ05

		Exterior/None - Restaurant - Fast-Food - 06		Restaurant - Fast-Food		06		Exterior/None		Com-Indoor-Exit		Ex		RFF		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERFFExCZ06		Com-Indoor-ExitSCERFFExCZ06		Com-Indoor-ExitSDGRFFExCZ06

		Exterior/None - Restaurant - Fast-Food - 07		Restaurant - Fast-Food		07		Exterior/None		Com-Indoor-Exit		Ex		RFF		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERFFExCZ07		Com-Indoor-ExitSCERFFExCZ07		Com-Indoor-ExitSDGRFFExCZ07

		Exterior/None - Restaurant - Fast-Food - 08		Restaurant - Fast-Food		08		Exterior/None		Com-Indoor-Exit		Ex		RFF		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERFFExCZ08		Com-Indoor-ExitSCERFFExCZ08		Com-Indoor-ExitSDGRFFExCZ08

		Exterior/None - Restaurant - Fast-Food - 09		Restaurant - Fast-Food		09		Exterior/None		Com-Indoor-Exit		Ex		RFF		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERFFExCZ09		Com-Indoor-ExitSCERFFExCZ09		Com-Indoor-ExitSDGRFFExCZ09

		Exterior/None - Restaurant - Fast-Food - 10		Restaurant - Fast-Food		10		Exterior/None		Com-Indoor-Exit		Ex		RFF		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERFFExCZ10		Com-Indoor-ExitSCERFFExCZ10		Com-Indoor-ExitSDGRFFExCZ10

		Exterior/None - Restaurant - Fast-Food - 11		Restaurant - Fast-Food		11		Exterior/None		Com-Indoor-Exit		Ex		RFF		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERFFExCZ11		Com-Indoor-ExitSCERFFExCZ11		Com-Indoor-ExitSDGRFFExCZ11

		Exterior/None - Restaurant - Fast-Food - 12		Restaurant - Fast-Food		12		Exterior/None		Com-Indoor-Exit		Ex		RFF		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERFFExCZ12		Com-Indoor-ExitSCERFFExCZ12		Com-Indoor-ExitSDGRFFExCZ12

		Exterior/None - Restaurant - Fast-Food - 13		Restaurant - Fast-Food		13		Exterior/None		Com-Indoor-Exit		Ex		RFF		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERFFExCZ13		Com-Indoor-ExitSCERFFExCZ13		Com-Indoor-ExitSDGRFFExCZ13

		Exterior/None - Restaurant - Fast-Food - 14		Restaurant - Fast-Food		14		Exterior/None		Com-Indoor-Exit		Ex		RFF		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERFFExCZ14		Com-Indoor-ExitSCERFFExCZ14		Com-Indoor-ExitSDGRFFExCZ14

		Exterior/None - Restaurant - Fast-Food - 15		Restaurant - Fast-Food		15		Exterior/None		Com-Indoor-Exit		Ex		RFF		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERFFExCZ15		Com-Indoor-ExitSCERFFExCZ15		Com-Indoor-ExitSDGRFFExCZ15

		Exterior/None - Restaurant - Fast-Food - 16		Restaurant - Fast-Food		16		Exterior/None		Com-Indoor-Exit		Ex		RFF		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERFFExCZ16		Com-Indoor-ExitSCERFFExCZ16		Com-Indoor-ExitSDGRFFExCZ16

		Exterior/None - Restaurant - Fast-Food - 17		Restaurant - Fast-Food		17		Exterior/None		Com-Indoor-Exit		Ex		RFF		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERFFExIOU		Com-Indoor-ExitSCERFFExIOU		Com-Indoor-ExitSDGRFFExIOU

		Exterior/None - Restaurant - Sit-Down - 01		Restaurant - Sit-Down		01		Exterior/None		Com-Indoor-Exit		Ex		RSD		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERSDExCZ01		Com-Indoor-ExitSCERSDExCZ01		Com-Indoor-ExitSDGRSDExCZ01

		Exterior/None - Restaurant - Sit-Down - 02		Restaurant - Sit-Down		02		Exterior/None		Com-Indoor-Exit		Ex		RSD		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERSDExCZ02		Com-Indoor-ExitSCERSDExCZ02		Com-Indoor-ExitSDGRSDExCZ02

		Exterior/None - Restaurant - Sit-Down - 03		Restaurant - Sit-Down		03		Exterior/None		Com-Indoor-Exit		Ex		RSD		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERSDExCZ03		Com-Indoor-ExitSCERSDExCZ03		Com-Indoor-ExitSDGRSDExCZ03

		Exterior/None - Restaurant - Sit-Down - 04		Restaurant - Sit-Down		04		Exterior/None		Com-Indoor-Exit		Ex		RSD		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERSDExCZ04		Com-Indoor-ExitSCERSDExCZ04		Com-Indoor-ExitSDGRSDExCZ04

		Exterior/None - Restaurant - Sit-Down - 05		Restaurant - Sit-Down		05		Exterior/None		Com-Indoor-Exit		Ex		RSD		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERSDExCZ05		Com-Indoor-ExitSCERSDExCZ05		Com-Indoor-ExitSDGRSDExCZ05

		Exterior/None - Restaurant - Sit-Down - 06		Restaurant - Sit-Down		06		Exterior/None		Com-Indoor-Exit		Ex		RSD		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERSDExCZ06		Com-Indoor-ExitSCERSDExCZ06		Com-Indoor-ExitSDGRSDExCZ06

		Exterior/None - Restaurant - Sit-Down - 07		Restaurant - Sit-Down		07		Exterior/None		Com-Indoor-Exit		Ex		RSD		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERSDExCZ07		Com-Indoor-ExitSCERSDExCZ07		Com-Indoor-ExitSDGRSDExCZ07

		Exterior/None - Restaurant - Sit-Down - 08		Restaurant - Sit-Down		08		Exterior/None		Com-Indoor-Exit		Ex		RSD		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERSDExCZ08		Com-Indoor-ExitSCERSDExCZ08		Com-Indoor-ExitSDGRSDExCZ08

		Exterior/None - Restaurant - Sit-Down - 09		Restaurant - Sit-Down		09		Exterior/None		Com-Indoor-Exit		Ex		RSD		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERSDExCZ09		Com-Indoor-ExitSCERSDExCZ09		Com-Indoor-ExitSDGRSDExCZ09

		Exterior/None - Restaurant - Sit-Down - 10		Restaurant - Sit-Down		10		Exterior/None		Com-Indoor-Exit		Ex		RSD		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERSDExCZ10		Com-Indoor-ExitSCERSDExCZ10		Com-Indoor-ExitSDGRSDExCZ10

		Exterior/None - Restaurant - Sit-Down - 11		Restaurant - Sit-Down		11		Exterior/None		Com-Indoor-Exit		Ex		RSD		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERSDExCZ11		Com-Indoor-ExitSCERSDExCZ11		Com-Indoor-ExitSDGRSDExCZ11

		Exterior/None - Restaurant - Sit-Down - 12		Restaurant - Sit-Down		12		Exterior/None		Com-Indoor-Exit		Ex		RSD		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERSDExCZ12		Com-Indoor-ExitSCERSDExCZ12		Com-Indoor-ExitSDGRSDExCZ12

		Exterior/None - Restaurant - Sit-Down - 13		Restaurant - Sit-Down		13		Exterior/None		Com-Indoor-Exit		Ex		RSD		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERSDExCZ13		Com-Indoor-ExitSCERSDExCZ13		Com-Indoor-ExitSDGRSDExCZ13

		Exterior/None - Restaurant - Sit-Down - 14		Restaurant - Sit-Down		14		Exterior/None		Com-Indoor-Exit		Ex		RSD		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERSDExCZ14		Com-Indoor-ExitSCERSDExCZ14		Com-Indoor-ExitSDGRSDExCZ14

		Exterior/None - Restaurant - Sit-Down - 15		Restaurant - Sit-Down		15		Exterior/None		Com-Indoor-Exit		Ex		RSD		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERSDExCZ15		Com-Indoor-ExitSCERSDExCZ15		Com-Indoor-ExitSDGRSDExCZ15

		Exterior/None - Restaurant - Sit-Down - 16		Restaurant - Sit-Down		16		Exterior/None		Com-Indoor-Exit		Ex		RSD		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERSDExCZ16		Com-Indoor-ExitSCERSDExCZ16		Com-Indoor-ExitSDGRSDExCZ16

		Exterior/None - Restaurant - Sit-Down - 17		Restaurant - Sit-Down		17		Exterior/None		Com-Indoor-Exit		Ex		RSD		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERSDExIOU		Com-Indoor-ExitSCERSDExIOU		Com-Indoor-ExitSDGRSDExIOU

		Exterior/None - Retail - Multistory Large - 01		Retail - Multistory Large		01		Exterior/None		Com-Indoor-Exit		Ex		Rt3		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERt3ExCZ01		Com-Indoor-ExitSCERt3ExCZ01		Com-Indoor-ExitSDGRt3ExCZ01

		Exterior/None - Retail - Multistory Large - 02		Retail - Multistory Large		02		Exterior/None		Com-Indoor-Exit		Ex		Rt3		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERt3ExCZ02		Com-Indoor-ExitSCERt3ExCZ02		Com-Indoor-ExitSDGRt3ExCZ02

		Exterior/None - Retail - Multistory Large - 03		Retail - Multistory Large		03		Exterior/None		Com-Indoor-Exit		Ex		Rt3		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERt3ExCZ03		Com-Indoor-ExitSCERt3ExCZ03		Com-Indoor-ExitSDGRt3ExCZ03

		Exterior/None - Retail - Multistory Large - 04		Retail - Multistory Large		04		Exterior/None		Com-Indoor-Exit		Ex		Rt3		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERt3ExCZ04		Com-Indoor-ExitSCERt3ExCZ04		Com-Indoor-ExitSDGRt3ExCZ04

		Exterior/None - Retail - Multistory Large - 05		Retail - Multistory Large		05		Exterior/None		Com-Indoor-Exit		Ex		Rt3		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERt3ExCZ05		Com-Indoor-ExitSCERt3ExCZ05		Com-Indoor-ExitSDGRt3ExCZ05

		Exterior/None - Retail - Multistory Large - 06		Retail - Multistory Large		06		Exterior/None		Com-Indoor-Exit		Ex		Rt3		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERt3ExCZ06		Com-Indoor-ExitSCERt3ExCZ06		Com-Indoor-ExitSDGRt3ExCZ06

		Exterior/None - Retail - Multistory Large - 07		Retail - Multistory Large		07		Exterior/None		Com-Indoor-Exit		Ex		Rt3		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERt3ExCZ07		Com-Indoor-ExitSCERt3ExCZ07		Com-Indoor-ExitSDGRt3ExCZ07

		Exterior/None - Retail - Multistory Large - 08		Retail - Multistory Large		08		Exterior/None		Com-Indoor-Exit		Ex		Rt3		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERt3ExCZ08		Com-Indoor-ExitSCERt3ExCZ08		Com-Indoor-ExitSDGRt3ExCZ08

		Exterior/None - Retail - Multistory Large - 09		Retail - Multistory Large		09		Exterior/None		Com-Indoor-Exit		Ex		Rt3		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERt3ExCZ09		Com-Indoor-ExitSCERt3ExCZ09		Com-Indoor-ExitSDGRt3ExCZ09

		Exterior/None - Retail - Multistory Large - 10		Retail - Multistory Large		10		Exterior/None		Com-Indoor-Exit		Ex		Rt3		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERt3ExCZ10		Com-Indoor-ExitSCERt3ExCZ10		Com-Indoor-ExitSDGRt3ExCZ10

		Exterior/None - Retail - Multistory Large - 11		Retail - Multistory Large		11		Exterior/None		Com-Indoor-Exit		Ex		Rt3		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERt3ExCZ11		Com-Indoor-ExitSCERt3ExCZ11		Com-Indoor-ExitSDGRt3ExCZ11

		Exterior/None - Retail - Multistory Large - 12		Retail - Multistory Large		12		Exterior/None		Com-Indoor-Exit		Ex		Rt3		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERt3ExCZ12		Com-Indoor-ExitSCERt3ExCZ12		Com-Indoor-ExitSDGRt3ExCZ12

		Exterior/None - Retail - Multistory Large - 13		Retail - Multistory Large		13		Exterior/None		Com-Indoor-Exit		Ex		Rt3		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERt3ExCZ13		Com-Indoor-ExitSCERt3ExCZ13		Com-Indoor-ExitSDGRt3ExCZ13

		Exterior/None - Retail - Multistory Large - 14		Retail - Multistory Large		14		Exterior/None		Com-Indoor-Exit		Ex		Rt3		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERt3ExCZ14		Com-Indoor-ExitSCERt3ExCZ14		Com-Indoor-ExitSDGRt3ExCZ14

		Exterior/None - Retail - Multistory Large - 15		Retail - Multistory Large		15		Exterior/None		Com-Indoor-Exit		Ex		Rt3		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERt3ExCZ15		Com-Indoor-ExitSCERt3ExCZ15		Com-Indoor-ExitSDGRt3ExCZ15

		Exterior/None - Retail - Multistory Large - 16		Retail - Multistory Large		16		Exterior/None		Com-Indoor-Exit		Ex		Rt3		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERt3ExCZ16		Com-Indoor-ExitSCERt3ExCZ16		Com-Indoor-ExitSDGRt3ExCZ16

		Exterior/None - Retail - Multistory Large - 17		Retail - Multistory Large		17		Exterior/None		Com-Indoor-Exit		Ex		Rt3		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERt3ExIOU		Com-Indoor-ExitSCERt3ExIOU		Com-Indoor-ExitSDGRt3ExIOU

		Exterior/None - Retail - Single-Story Large - 01		Retail - Single-Story Large		01		Exterior/None		Com-Indoor-Exit		Ex		RtL		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtLExCZ01		Com-Indoor-ExitSCERtLExCZ01		Com-Indoor-ExitSDGRtLExCZ01

		Exterior/None - Retail - Single-Story Large - 02		Retail - Single-Story Large		02		Exterior/None		Com-Indoor-Exit		Ex		RtL		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtLExCZ02		Com-Indoor-ExitSCERtLExCZ02		Com-Indoor-ExitSDGRtLExCZ02

		Exterior/None - Retail - Single-Story Large - 03		Retail - Single-Story Large		03		Exterior/None		Com-Indoor-Exit		Ex		RtL		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtLExCZ03		Com-Indoor-ExitSCERtLExCZ03		Com-Indoor-ExitSDGRtLExCZ03

		Exterior/None - Retail - Single-Story Large - 04		Retail - Single-Story Large		04		Exterior/None		Com-Indoor-Exit		Ex		RtL		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtLExCZ04		Com-Indoor-ExitSCERtLExCZ04		Com-Indoor-ExitSDGRtLExCZ04

		Exterior/None - Retail - Single-Story Large - 05		Retail - Single-Story Large		05		Exterior/None		Com-Indoor-Exit		Ex		RtL		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtLExCZ05		Com-Indoor-ExitSCERtLExCZ05		Com-Indoor-ExitSDGRtLExCZ05

		Exterior/None - Retail - Single-Story Large - 06		Retail - Single-Story Large		06		Exterior/None		Com-Indoor-Exit		Ex		RtL		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERtLExCZ06		Com-Indoor-ExitSCERtLExCZ06		Com-Indoor-ExitSDGRtLExCZ06

		Exterior/None - Retail - Single-Story Large - 07		Retail - Single-Story Large		07		Exterior/None		Com-Indoor-Exit		Ex		RtL		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERtLExCZ07		Com-Indoor-ExitSCERtLExCZ07		Com-Indoor-ExitSDGRtLExCZ07

		Exterior/None - Retail - Single-Story Large - 08		Retail - Single-Story Large		08		Exterior/None		Com-Indoor-Exit		Ex		RtL		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERtLExCZ08		Com-Indoor-ExitSCERtLExCZ08		Com-Indoor-ExitSDGRtLExCZ08

		Exterior/None - Retail - Single-Story Large - 09		Retail - Single-Story Large		09		Exterior/None		Com-Indoor-Exit		Ex		RtL		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtLExCZ09		Com-Indoor-ExitSCERtLExCZ09		Com-Indoor-ExitSDGRtLExCZ09

		Exterior/None - Retail - Single-Story Large - 10		Retail - Single-Story Large		10		Exterior/None		Com-Indoor-Exit		Ex		RtL		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERtLExCZ10		Com-Indoor-ExitSCERtLExCZ10		Com-Indoor-ExitSDGRtLExCZ10

		Exterior/None - Retail - Single-Story Large - 11		Retail - Single-Story Large		11		Exterior/None		Com-Indoor-Exit		Ex		RtL		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtLExCZ11		Com-Indoor-ExitSCERtLExCZ11		Com-Indoor-ExitSDGRtLExCZ11

		Exterior/None - Retail - Single-Story Large - 12		Retail - Single-Story Large		12		Exterior/None		Com-Indoor-Exit		Ex		RtL		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtLExCZ12		Com-Indoor-ExitSCERtLExCZ12		Com-Indoor-ExitSDGRtLExCZ12

		Exterior/None - Retail - Single-Story Large - 13		Retail - Single-Story Large		13		Exterior/None		Com-Indoor-Exit		Ex		RtL		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtLExCZ13		Com-Indoor-ExitSCERtLExCZ13		Com-Indoor-ExitSDGRtLExCZ13

		Exterior/None - Retail - Single-Story Large - 14		Retail - Single-Story Large		14		Exterior/None		Com-Indoor-Exit		Ex		RtL		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERtLExCZ14		Com-Indoor-ExitSCERtLExCZ14		Com-Indoor-ExitSDGRtLExCZ14

		Exterior/None - Retail - Single-Story Large - 15		Retail - Single-Story Large		15		Exterior/None		Com-Indoor-Exit		Ex		RtL		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERtLExCZ15		Com-Indoor-ExitSCERtLExCZ15		Com-Indoor-ExitSDGRtLExCZ15

		Exterior/None - Retail - Single-Story Large - 16		Retail - Single-Story Large		16		Exterior/None		Com-Indoor-Exit		Ex		RtL		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtLExCZ16		Com-Indoor-ExitSCERtLExCZ16		Com-Indoor-ExitSDGRtLExCZ16

		Exterior/None - Retail - Single-Story Large - 17		Retail - Single-Story Large		17		Exterior/None		Com-Indoor-Exit		Ex		RtL		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERtLExIOU		Com-Indoor-ExitSCERtLExIOU		Com-Indoor-ExitSDGRtLExIOU

		Exterior/None - Retail - Small - 01		Retail - Small		01		Exterior/None		Com-Indoor-Exit		Ex		RtS		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtSExCZ01		Com-Indoor-ExitSCERtSExCZ01		Com-Indoor-ExitSDGRtSExCZ01

		Exterior/None - Retail - Small - 02		Retail - Small		02		Exterior/None		Com-Indoor-Exit		Ex		RtS		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtSExCZ02		Com-Indoor-ExitSCERtSExCZ02		Com-Indoor-ExitSDGRtSExCZ02

		Exterior/None - Retail - Small - 03		Retail - Small		03		Exterior/None		Com-Indoor-Exit		Ex		RtS		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtSExCZ03		Com-Indoor-ExitSCERtSExCZ03		Com-Indoor-ExitSDGRtSExCZ03

		Exterior/None - Retail - Small - 04		Retail - Small		04		Exterior/None		Com-Indoor-Exit		Ex		RtS		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtSExCZ04		Com-Indoor-ExitSCERtSExCZ04		Com-Indoor-ExitSDGRtSExCZ04

		Exterior/None - Retail - Small - 05		Retail - Small		05		Exterior/None		Com-Indoor-Exit		Ex		RtS		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtSExCZ05		Com-Indoor-ExitSCERtSExCZ05		Com-Indoor-ExitSDGRtSExCZ05

		Exterior/None - Retail - Small - 06		Retail - Small		06		Exterior/None		Com-Indoor-Exit		Ex		RtS		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERtSExCZ06		Com-Indoor-ExitSCERtSExCZ06		Com-Indoor-ExitSDGRtSExCZ06

		Exterior/None - Retail - Small - 07		Retail - Small		07		Exterior/None		Com-Indoor-Exit		Ex		RtS		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERtSExCZ07		Com-Indoor-ExitSCERtSExCZ07		Com-Indoor-ExitSDGRtSExCZ07

		Exterior/None - Retail - Small - 08		Retail - Small		08		Exterior/None		Com-Indoor-Exit		Ex		RtS		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERtSExCZ08		Com-Indoor-ExitSCERtSExCZ08		Com-Indoor-ExitSDGRtSExCZ08

		Exterior/None - Retail - Small - 09		Retail - Small		09		Exterior/None		Com-Indoor-Exit		Ex		RtS		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtSExCZ09		Com-Indoor-ExitSCERtSExCZ09		Com-Indoor-ExitSDGRtSExCZ09

		Exterior/None - Retail - Small - 10		Retail - Small		10		Exterior/None		Com-Indoor-Exit		Ex		RtS		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERtSExCZ10		Com-Indoor-ExitSCERtSExCZ10		Com-Indoor-ExitSDGRtSExCZ10

		Exterior/None - Retail - Small - 11		Retail - Small		11		Exterior/None		Com-Indoor-Exit		Ex		RtS		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtSExCZ11		Com-Indoor-ExitSCERtSExCZ11		Com-Indoor-ExitSDGRtSExCZ11

		Exterior/None - Retail - Small - 12		Retail - Small		12		Exterior/None		Com-Indoor-Exit		Ex		RtS		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtSExCZ12		Com-Indoor-ExitSCERtSExCZ12		Com-Indoor-ExitSDGRtSExCZ12

		Exterior/None - Retail - Small - 13		Retail - Small		13		Exterior/None		Com-Indoor-Exit		Ex		RtS		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtSExCZ13		Com-Indoor-ExitSCERtSExCZ13		Com-Indoor-ExitSDGRtSExCZ13

		Exterior/None - Retail - Small - 14		Retail - Small		14		Exterior/None		Com-Indoor-Exit		Ex		RtS		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERtSExCZ14		Com-Indoor-ExitSCERtSExCZ14		Com-Indoor-ExitSDGRtSExCZ14

		Exterior/None - Retail - Small - 15		Retail - Small		15		Exterior/None		Com-Indoor-Exit		Ex		RtS		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERtSExCZ15		Com-Indoor-ExitSCERtSExCZ15		Com-Indoor-ExitSDGRtSExCZ15

		Exterior/None - Retail - Small - 16		Retail - Small		16		Exterior/None		Com-Indoor-Exit		Ex		RtS		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGERtSExCZ16		Com-Indoor-ExitSCERtSExCZ16		Com-Indoor-ExitSDGRtSExCZ16

		Exterior/None - Retail - Small - 17		Retail - Small		17		Exterior/None		Com-Indoor-Exit		Ex		RtS		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGERtSExIOU		Com-Indoor-ExitSCERtSExIOU		Com-Indoor-ExitSDGRtSExIOU

		Exterior/None - Storage - Conditioned - 01		Storage - Conditioned		01		Exterior/None		Com-Indoor-Exit		Ex		SCn		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGESCnExCZ01		Com-Indoor-ExitSCESCnExCZ01		Com-Indoor-ExitSDGSCnExCZ01

		Exterior/None - Storage - Conditioned - 02		Storage - Conditioned		02		Exterior/None		Com-Indoor-Exit		Ex		SCn		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGESCnExCZ02		Com-Indoor-ExitSCESCnExCZ02		Com-Indoor-ExitSDGSCnExCZ02

		Exterior/None - Storage - Conditioned - 03		Storage - Conditioned		03		Exterior/None		Com-Indoor-Exit		Ex		SCn		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGESCnExCZ03		Com-Indoor-ExitSCESCnExCZ03		Com-Indoor-ExitSDGSCnExCZ03

		Exterior/None - Storage - Conditioned - 04		Storage - Conditioned		04		Exterior/None		Com-Indoor-Exit		Ex		SCn		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGESCnExCZ04		Com-Indoor-ExitSCESCnExCZ04		Com-Indoor-ExitSDGSCnExCZ04

		Exterior/None - Storage - Conditioned - 05		Storage - Conditioned		05		Exterior/None		Com-Indoor-Exit		Ex		SCn		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGESCnExCZ05		Com-Indoor-ExitSCESCnExCZ05		Com-Indoor-ExitSDGSCnExCZ05

		Exterior/None - Storage - Conditioned - 06		Storage - Conditioned		06		Exterior/None		Com-Indoor-Exit		Ex		SCn		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESCnExCZ06		Com-Indoor-ExitSCESCnExCZ06		Com-Indoor-ExitSDGSCnExCZ06

		Exterior/None - Storage - Conditioned - 07		Storage - Conditioned		07		Exterior/None		Com-Indoor-Exit		Ex		SCn		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESCnExCZ07		Com-Indoor-ExitSCESCnExCZ07		Com-Indoor-ExitSDGSCnExCZ07

		Exterior/None - Storage - Conditioned - 08		Storage - Conditioned		08		Exterior/None		Com-Indoor-Exit		Ex		SCn		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESCnExCZ08		Com-Indoor-ExitSCESCnExCZ08		Com-Indoor-ExitSDGSCnExCZ08

		Exterior/None - Storage - Conditioned - 09		Storage - Conditioned		09		Exterior/None		Com-Indoor-Exit		Ex		SCn		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGESCnExCZ09		Com-Indoor-ExitSCESCnExCZ09		Com-Indoor-ExitSDGSCnExCZ09

		Exterior/None - Storage - Conditioned - 10		Storage - Conditioned		10		Exterior/None		Com-Indoor-Exit		Ex		SCn		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESCnExCZ10		Com-Indoor-ExitSCESCnExCZ10		Com-Indoor-ExitSDGSCnExCZ10

		Exterior/None - Storage - Conditioned - 11		Storage - Conditioned		11		Exterior/None		Com-Indoor-Exit		Ex		SCn		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGESCnExCZ11		Com-Indoor-ExitSCESCnExCZ11		Com-Indoor-ExitSDGSCnExCZ11

		Exterior/None - Storage - Conditioned - 12		Storage - Conditioned		12		Exterior/None		Com-Indoor-Exit		Ex		SCn		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGESCnExCZ12		Com-Indoor-ExitSCESCnExCZ12		Com-Indoor-ExitSDGSCnExCZ12

		Exterior/None - Storage - Conditioned - 13		Storage - Conditioned		13		Exterior/None		Com-Indoor-Exit		Ex		SCn		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGESCnExCZ13		Com-Indoor-ExitSCESCnExCZ13		Com-Indoor-ExitSDGSCnExCZ13

		Exterior/None - Storage - Conditioned - 14		Storage - Conditioned		14		Exterior/None		Com-Indoor-Exit		Ex		SCn		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESCnExCZ14		Com-Indoor-ExitSCESCnExCZ14		Com-Indoor-ExitSDGSCnExCZ14

		Exterior/None - Storage - Conditioned - 15		Storage - Conditioned		15		Exterior/None		Com-Indoor-Exit		Ex		SCn		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESCnExCZ15		Com-Indoor-ExitSCESCnExCZ15		Com-Indoor-ExitSDGSCnExCZ15

		Exterior/None - Storage - Conditioned - 16		Storage - Conditioned		16		Exterior/None		Com-Indoor-Exit		Ex		SCn		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGESCnExCZ16		Com-Indoor-ExitSCESCnExCZ16		Com-Indoor-ExitSDGSCnExCZ16

		Exterior/None - Storage - Conditioned - 17		Storage - Conditioned		17		Exterior/None		Com-Indoor-Exit		Ex		SCn		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESCnExIOU		Com-Indoor-ExitSCESCnExIOU		Com-Indoor-ExitSDGSCnExIOU

		Exterior/None - Storage - Unconditioned - 01		Storage - Unconditioned		01		Exterior/None		Com-Indoor-Exit		Ex		SUn		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGESUnExCZ01		Com-Indoor-ExitSCESUnExCZ01		Com-Indoor-ExitSDGSUnExCZ01

		Exterior/None - Storage - Unconditioned - 02		Storage - Unconditioned		02		Exterior/None		Com-Indoor-Exit		Ex		SUn		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGESUnExCZ02		Com-Indoor-ExitSCESUnExCZ02		Com-Indoor-ExitSDGSUnExCZ02

		Exterior/None - Storage - Unconditioned - 03		Storage - Unconditioned		03		Exterior/None		Com-Indoor-Exit		Ex		SUn		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGESUnExCZ03		Com-Indoor-ExitSCESUnExCZ03		Com-Indoor-ExitSDGSUnExCZ03

		Exterior/None - Storage - Unconditioned - 04		Storage - Unconditioned		04		Exterior/None		Com-Indoor-Exit		Ex		SUn		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGESUnExCZ04		Com-Indoor-ExitSCESUnExCZ04		Com-Indoor-ExitSDGSUnExCZ04

		Exterior/None - Storage - Unconditioned - 05		Storage - Unconditioned		05		Exterior/None		Com-Indoor-Exit		Ex		SUn		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGESUnExCZ05		Com-Indoor-ExitSCESUnExCZ05		Com-Indoor-ExitSDGSUnExCZ05

		Exterior/None - Storage - Unconditioned - 06		Storage - Unconditioned		06		Exterior/None		Com-Indoor-Exit		Ex		SUn		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESUnExCZ06		Com-Indoor-ExitSCESUnExCZ06		Com-Indoor-ExitSDGSUnExCZ06

		Exterior/None - Storage - Unconditioned - 07		Storage - Unconditioned		07		Exterior/None		Com-Indoor-Exit		Ex		SUn		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESUnExCZ07		Com-Indoor-ExitSCESUnExCZ07		Com-Indoor-ExitSDGSUnExCZ07

		Exterior/None - Storage - Unconditioned - 08		Storage - Unconditioned		08		Exterior/None		Com-Indoor-Exit		Ex		SUn		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESUnExCZ08		Com-Indoor-ExitSCESUnExCZ08		Com-Indoor-ExitSDGSUnExCZ08

		Exterior/None - Storage - Unconditioned - 09		Storage - Unconditioned		09		Exterior/None		Com-Indoor-Exit		Ex		SUn		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGESUnExCZ09		Com-Indoor-ExitSCESUnExCZ09		Com-Indoor-ExitSDGSUnExCZ09

		Exterior/None - Storage - Unconditioned - 10		Storage - Unconditioned		10		Exterior/None		Com-Indoor-Exit		Ex		SUn		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESUnExCZ10		Com-Indoor-ExitSCESUnExCZ10		Com-Indoor-ExitSDGSUnExCZ10

		Exterior/None - Storage - Unconditioned - 11		Storage - Unconditioned		11		Exterior/None		Com-Indoor-Exit		Ex		SUn		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGESUnExCZ11		Com-Indoor-ExitSCESUnExCZ11		Com-Indoor-ExitSDGSUnExCZ11

		Exterior/None - Storage - Unconditioned - 12		Storage - Unconditioned		12		Exterior/None		Com-Indoor-Exit		Ex		SUn		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGESUnExCZ12		Com-Indoor-ExitSCESUnExCZ12		Com-Indoor-ExitSDGSUnExCZ12

		Exterior/None - Storage - Unconditioned - 13		Storage - Unconditioned		13		Exterior/None		Com-Indoor-Exit		Ex		SUn		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGESUnExCZ13		Com-Indoor-ExitSCESUnExCZ13		Com-Indoor-ExitSDGSUnExCZ13

		Exterior/None - Storage - Unconditioned - 14		Storage - Unconditioned		14		Exterior/None		Com-Indoor-Exit		Ex		SUn		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESUnExCZ14		Com-Indoor-ExitSCESUnExCZ14		Com-Indoor-ExitSDGSUnExCZ14

		Exterior/None - Storage - Unconditioned - 15		Storage - Unconditioned		15		Exterior/None		Com-Indoor-Exit		Ex		SUn		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESUnExCZ15		Com-Indoor-ExitSCESUnExCZ15		Com-Indoor-ExitSDGSUnExCZ15

		Exterior/None - Storage - Unconditioned - 16		Storage - Unconditioned		16		Exterior/None		Com-Indoor-Exit		Ex		SUn		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGESUnExCZ16		Com-Indoor-ExitSCESUnExCZ16		Com-Indoor-ExitSDGSUnExCZ16

		Exterior/None - Storage - Unconditioned - 17		Storage - Unconditioned		17		Exterior/None		Com-Indoor-Exit		Ex		SUn		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGESUnExIOU		Com-Indoor-ExitSCESUnExIOU		Com-Indoor-ExitSDGSUnExIOU

		Exterior/None - Transportation - Communication - Utilities - 01		Transportation - Communication - Utilities		01		Exterior/None		Com-Indoor-Exit		Ex		TCU		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGETCUExCZ01		Com-Indoor-ExitSCETCUExCZ01		Com-Indoor-ExitSDGTCUExCZ01

		Exterior/None - Transportation - Communication - Utilities - 02		Transportation - Communication - Utilities		02		Exterior/None		Com-Indoor-Exit		Ex		TCU		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGETCUExCZ02		Com-Indoor-ExitSCETCUExCZ02		Com-Indoor-ExitSDGTCUExCZ02

		Exterior/None - Transportation - Communication - Utilities - 03		Transportation - Communication - Utilities		03		Exterior/None		Com-Indoor-Exit		Ex		TCU		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGETCUExCZ03		Com-Indoor-ExitSCETCUExCZ03		Com-Indoor-ExitSDGTCUExCZ03

		Exterior/None - Transportation - Communication - Utilities - 04		Transportation - Communication - Utilities		04		Exterior/None		Com-Indoor-Exit		Ex		TCU		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGETCUExCZ04		Com-Indoor-ExitSCETCUExCZ04		Com-Indoor-ExitSDGTCUExCZ04

		Exterior/None - Transportation - Communication - Utilities - 05		Transportation - Communication - Utilities		05		Exterior/None		Com-Indoor-Exit		Ex		TCU		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGETCUExCZ05		Com-Indoor-ExitSCETCUExCZ05		Com-Indoor-ExitSDGTCUExCZ05

		Exterior/None - Transportation - Communication - Utilities - 06		Transportation - Communication - Utilities		06		Exterior/None		Com-Indoor-Exit		Ex		TCU		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGETCUExCZ06		Com-Indoor-ExitSCETCUExCZ06		Com-Indoor-ExitSDGTCUExCZ06

		Exterior/None - Transportation - Communication - Utilities - 07		Transportation - Communication - Utilities		07		Exterior/None		Com-Indoor-Exit		Ex		TCU		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGETCUExCZ07		Com-Indoor-ExitSCETCUExCZ07		Com-Indoor-ExitSDGTCUExCZ07

		Exterior/None - Transportation - Communication - Utilities - 08		Transportation - Communication - Utilities		08		Exterior/None		Com-Indoor-Exit		Ex		TCU		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGETCUExCZ08		Com-Indoor-ExitSCETCUExCZ08		Com-Indoor-ExitSDGTCUExCZ08

		Exterior/None - Transportation - Communication - Utilities - 09		Transportation - Communication - Utilities		09		Exterior/None		Com-Indoor-Exit		Ex		TCU		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGETCUExCZ09		Com-Indoor-ExitSCETCUExCZ09		Com-Indoor-ExitSDGTCUExCZ09

		Exterior/None - Transportation - Communication - Utilities - 10		Transportation - Communication - Utilities		10		Exterior/None		Com-Indoor-Exit		Ex		TCU		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGETCUExCZ10		Com-Indoor-ExitSCETCUExCZ10		Com-Indoor-ExitSDGTCUExCZ10

		Exterior/None - Transportation - Communication - Utilities - 11		Transportation - Communication - Utilities		11		Exterior/None		Com-Indoor-Exit		Ex		TCU		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGETCUExCZ11		Com-Indoor-ExitSCETCUExCZ11		Com-Indoor-ExitSDGTCUExCZ11

		Exterior/None - Transportation - Communication - Utilities - 12		Transportation - Communication - Utilities		12		Exterior/None		Com-Indoor-Exit		Ex		TCU		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGETCUExCZ12		Com-Indoor-ExitSCETCUExCZ12		Com-Indoor-ExitSDGTCUExCZ12

		Exterior/None - Transportation - Communication - Utilities - 13		Transportation - Communication - Utilities		13		Exterior/None		Com-Indoor-Exit		Ex		TCU		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGETCUExCZ13		Com-Indoor-ExitSCETCUExCZ13		Com-Indoor-ExitSDGTCUExCZ13

		Exterior/None - Transportation - Communication - Utilities - 14		Transportation - Communication - Utilities		14		Exterior/None		Com-Indoor-Exit		Ex		TCU		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGETCUExCZ14		Com-Indoor-ExitSCETCUExCZ14		Com-Indoor-ExitSDGTCUExCZ14

		Exterior/None - Transportation - Communication - Utilities - 15		Transportation - Communication - Utilities		15		Exterior/None		Com-Indoor-Exit		Ex		TCU		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGETCUExCZ15		Com-Indoor-ExitSCETCUExCZ15		Com-Indoor-ExitSDGTCUExCZ15

		Exterior/None - Transportation - Communication - Utilities - 16		Transportation - Communication - Utilities		16		Exterior/None		Com-Indoor-Exit		Ex		TCU		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGETCUExCZ16		Com-Indoor-ExitSCETCUExCZ16		Com-Indoor-ExitSDGTCUExCZ16

		Exterior/None - Transportation - Communication - Utilities - 17		Transportation - Communication - Utilities		17		Exterior/None		Com-Indoor-Exit		Ex		TCU		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGETCUExIOU		Com-Indoor-ExitSCETCUExIOU		Com-Indoor-ExitSDGTCUExIOU

		Exterior/None - Warehouse - Refrigerated - 01		Warehouse - Refrigerated		01		Exterior/None		Com-Indoor-Exit		Ex		WRf		CZ01		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEWRfExCZ01		Com-Indoor-ExitSCEWRfExCZ01		Com-Indoor-ExitSDGWRfExCZ01

		Exterior/None - Warehouse - Refrigerated - 02		Warehouse - Refrigerated		02		Exterior/None		Com-Indoor-Exit		Ex		WRf		CZ02		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEWRfExCZ02		Com-Indoor-ExitSCEWRfExCZ02		Com-Indoor-ExitSDGWRfExCZ02

		Exterior/None - Warehouse - Refrigerated - 03		Warehouse - Refrigerated		03		Exterior/None		Com-Indoor-Exit		Ex		WRf		CZ03		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEWRfExCZ03		Com-Indoor-ExitSCEWRfExCZ03		Com-Indoor-ExitSDGWRfExCZ03

		Exterior/None - Warehouse - Refrigerated - 04		Warehouse - Refrigerated		04		Exterior/None		Com-Indoor-Exit		Ex		WRf		CZ04		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEWRfExCZ04		Com-Indoor-ExitSCEWRfExCZ04		Com-Indoor-ExitSDGWRfExCZ04

		Exterior/None - Warehouse - Refrigerated - 05		Warehouse - Refrigerated		05		Exterior/None		Com-Indoor-Exit		Ex		WRf		CZ05		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEWRfExCZ05		Com-Indoor-ExitSCEWRfExCZ05		Com-Indoor-ExitSDGWRfExCZ05

		Exterior/None - Warehouse - Refrigerated - 06		Warehouse - Refrigerated		06		Exterior/None		Com-Indoor-Exit		Ex		WRf		CZ06		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEWRfExCZ06		Com-Indoor-ExitSCEWRfExCZ06		Com-Indoor-ExitSDGWRfExCZ06

		Exterior/None - Warehouse - Refrigerated - 07		Warehouse - Refrigerated		07		Exterior/None		Com-Indoor-Exit		Ex		WRf		CZ07		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		0		0		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEWRfExCZ07		Com-Indoor-ExitSCEWRfExCZ07		Com-Indoor-ExitSDGWRfExCZ07

		Exterior/None - Warehouse - Refrigerated - 08		Warehouse - Refrigerated		08		Exterior/None		Com-Indoor-Exit		Ex		WRf		CZ08		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEWRfExCZ08		Com-Indoor-ExitSCEWRfExCZ08		Com-Indoor-ExitSDGWRfExCZ08

		Exterior/None - Warehouse - Refrigerated - 09		Warehouse - Refrigerated		09		Exterior/None		Com-Indoor-Exit		Ex		WRf		CZ09		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEWRfExCZ09		Com-Indoor-ExitSCEWRfExCZ09		Com-Indoor-ExitSDGWRfExCZ09

		Exterior/None - Warehouse - Refrigerated - 10		Warehouse - Refrigerated		10		Exterior/None		Com-Indoor-Exit		Ex		WRf		CZ10		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEWRfExCZ10		Com-Indoor-ExitSCEWRfExCZ10		Com-Indoor-ExitSDGWRfExCZ10

		Exterior/None - Warehouse - Refrigerated - 11		Warehouse - Refrigerated		11		Exterior/None		Com-Indoor-Exit		Ex		WRf		CZ11		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEWRfExCZ11		Com-Indoor-ExitSCEWRfExCZ11		Com-Indoor-ExitSDGWRfExCZ11

		Exterior/None - Warehouse - Refrigerated - 12		Warehouse - Refrigerated		12		Exterior/None		Com-Indoor-Exit		Ex		WRf		CZ12		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		0		0		SDG		1		1		0		0		0						Com-Indoor-ExitPGEWRfExCZ12		Com-Indoor-ExitSCEWRfExCZ12		Com-Indoor-ExitSDGWRfExCZ12

		Exterior/None - Warehouse - Refrigerated - 13		Warehouse - Refrigerated		13		Exterior/None		Com-Indoor-Exit		Ex		WRf		CZ13		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEWRfExCZ13		Com-Indoor-ExitSCEWRfExCZ13		Com-Indoor-ExitSDGWRfExCZ13

		Exterior/None - Warehouse - Refrigerated - 14		Warehouse - Refrigerated		14		Exterior/None		Com-Indoor-Exit		Ex		WRf		CZ14		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEWRfExCZ14		Com-Indoor-ExitSCEWRfExCZ14		Com-Indoor-ExitSDGWRfExCZ14

		Exterior/None - Warehouse - Refrigerated - 15		Warehouse - Refrigerated		15		Exterior/None		Com-Indoor-Exit		Ex		WRf		CZ15		Wtd		PGE		1		1		0		0		0		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEWRfExCZ15		Com-Indoor-ExitSCEWRfExCZ15		Com-Indoor-ExitSDGWRfExCZ15

		Exterior/None - Warehouse - Refrigerated - 16		Warehouse - Refrigerated		16		Exterior/None		Com-Indoor-Exit		Ex		WRf		CZ16		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		0		0						Com-Indoor-ExitPGEWRfExCZ16		Com-Indoor-ExitSCEWRfExCZ16		Com-Indoor-ExitSDGWRfExCZ16

		Exterior/None - Warehouse - Refrigerated - 17		Warehouse - Refrigerated		17		Exterior/None		Com-Indoor-Exit		Ex		WRf		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEWRfExIOU		Com-Indoor-ExitSCEWRfExIOU		Com-Indoor-ExitSDGWRfExIOU

		Exterior/None - Commercial Weighted - 17		Commercial Weighted		17		Exterior/None		Com-Indoor-Exit		Ex		Com		IOU		Wtd		PGE		1		1		0		1		8760		SCE		1		1		0		1		8760		SDG		1		1		0		1		8760						Com-Indoor-ExitPGEComExIOU		Com-Indoor-ExitSCEComExIOU		Com-Indoor-ExitSDGComExIOU

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 01		Residential Mobile Home - Double-Wide		01		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ01		Wtd		PGE		1.05		1.2		-0.0066		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ01		Res-Indoor-CFLSCEDMoExCZ01		Res-Indoor-CFLSDGDMoExCZ01

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 02		Residential Mobile Home - Double-Wide		02		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ02		Wtd		PGE		1.07		1.23		-0.0049		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ02		Res-Indoor-CFLSCEDMoExCZ02		Res-Indoor-CFLSDGDMoExCZ02

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 03		Residential Mobile Home - Double-Wide		03		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ03		Wtd		PGE		1.1		1.22		-0.0043		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ03		Res-Indoor-CFLSCEDMoExCZ03		Res-Indoor-CFLSDGDMoExCZ03

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 04		Residential Mobile Home - Double-Wide		04		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ04		Wtd		PGE		1.1		1.24		-0.004		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ04		Res-Indoor-CFLSCEDMoExCZ04		Res-Indoor-CFLSDGDMoExCZ04

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 05		Residential Mobile Home - Double-Wide		05		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ05		Wtd		PGE		1.09		1.2		-0.0042		1		8760		SCE		1.13		1.27		-0.0033		1		8760		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ05		Res-Indoor-CFLSCEDMoExCZ05		Res-Indoor-CFLSDGDMoExCZ05

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 06		Residential Mobile Home - Double-Wide		06		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.27		-0.002		1		8760		SDG		1.15		1.26		-0.0021		1		8760		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ06		Res-Indoor-CFLSCEDMoExCZ06		Res-Indoor-CFLSDGDMoExCZ06

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 07		Residential Mobile Home - Double-Wide		07		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.16		1.26		-0.00189		1		8760		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ07		Res-Indoor-CFLSCEDMoExCZ07		Res-Indoor-CFLSDGDMoExCZ07

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 08		Residential Mobile Home - Double-Wide		08		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.28		-0.0017		1		8760		SDG		1.16		1.27		-0.00189		1		8760		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ08		Res-Indoor-CFLSCEDMoExCZ08		Res-Indoor-CFLSDGDMoExCZ08

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 09		Residential Mobile Home - Double-Wide		09		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.3		-0.00189		1		8760		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ09		Res-Indoor-CFLSCEDMoExCZ09		Res-Indoor-CFLSDGDMoExCZ09

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 10		Residential Mobile Home - Double-Wide		10		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.3		-0.00229		1		8760		SDG		1.15		1.29		-0.0024		1		8760		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ10		Res-Indoor-CFLSCEDMoExCZ10		Res-Indoor-CFLSDGDMoExCZ10

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 11		Residential Mobile Home - Double-Wide		11		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ11		Wtd		PGE		1.08		1.24		-0.0046		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ11		Res-Indoor-CFLSCEDMoExCZ11		Res-Indoor-CFLSDGDMoExCZ11

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 12		Residential Mobile Home - Double-Wide		12		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ12		Wtd		PGE		1.08		1.25		-0.0046		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ12		Res-Indoor-CFLSCEDMoExCZ12		Res-Indoor-CFLSDGDMoExCZ12

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 13		Residential Mobile Home - Double-Wide		13		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ13		Wtd		PGE		1.11		1.26		-0.0036		1		8760		SCE		1.14		1.32		-0.0029		1		8760		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ13		Res-Indoor-CFLSCEDMoExCZ13		Res-Indoor-CFLSDGDMoExCZ13

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 14		Residential Mobile Home - Double-Wide		14		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.32		-0.0032		1		8760		SDG		1.1		1.31		-0.0033		1		8760		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ14		Res-Indoor-CFLSCEDMoExCZ14		Res-Indoor-CFLSDGDMoExCZ14

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 15		Residential Mobile Home - Double-Wide		15		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.21		1.32		-0.0011		1		8760		SDG		1.2		1.32		-0.0011		1		8760		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ15		Res-Indoor-CFLSCEDMoExCZ15		Res-Indoor-CFLSDGDMoExCZ15

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 16		Residential Mobile Home - Double-Wide		16		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		CZ16		Wtd		PGE		0.98		1.23		-0.0082		1		8760		SCE		0.99		1.29		-0.0068		1		8760		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExCZ16		Res-Indoor-CFLSCEDMoExCZ16		Res-Indoor-CFLSDGDMoExCZ16

		Res - Interior - Common - Residential Mobile Home - Double-Wide - 17		Residential Mobile Home - Double-Wide		17		Res - Interior - Common		Res-Indoor-CFL		Ex		DMo		IOU		Wtd		PGE		1.09		1.23		-0.00438		1		8760		SCE		1.16		1.29		-0.00203		1		8760		SDG		1.16		1.26		-0.00195		1		8760		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEDMoExIOU		Res-Indoor-CFLSCEDMoExIOU		Res-Indoor-CFLSDGDMoExIOU

		Res - Interior - Common - Residential Multi-Family - 01		Residential Multi-Family		01		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ01		Wtd		PGE		1.05		1.2		-0.0066		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ01		Res-Indoor-CFLSCEMFmExCZ01		Res-Indoor-CFLSDGMFmExCZ01

		Res - Interior - Common - Residential Multi-Family - 02		Residential Multi-Family		02		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ02		Wtd		PGE		1.07		1.23		-0.0049		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ02		Res-Indoor-CFLSCEMFmExCZ02		Res-Indoor-CFLSDGMFmExCZ02

		Res - Interior - Common - Residential Multi-Family - 03		Residential Multi-Family		03		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ03		Wtd		PGE		1.1		1.22		-0.0043		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ03		Res-Indoor-CFLSCEMFmExCZ03		Res-Indoor-CFLSDGMFmExCZ03

		Res - Interior - Common - Residential Multi-Family - 04		Residential Multi-Family		04		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ04		Wtd		PGE		1.1		1.24		-0.004		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ04		Res-Indoor-CFLSCEMFmExCZ04		Res-Indoor-CFLSDGMFmExCZ04

		Res - Interior - Common - Residential Multi-Family - 05		Residential Multi-Family		05		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ05		Wtd		PGE		1.09		1.2		-0.0042		1		8760		SCE		1.13		1.27		-0.0033		1		8760		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ05		Res-Indoor-CFLSCEMFmExCZ05		Res-Indoor-CFLSDGMFmExCZ05

		Res - Interior - Common - Residential Multi-Family - 06		Residential Multi-Family		06		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.27		-0.002		1		8760		SDG		1.15		1.26		-0.0021		1		8760		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ06		Res-Indoor-CFLSCEMFmExCZ06		Res-Indoor-CFLSDGMFmExCZ06

		Res - Interior - Common - Residential Multi-Family - 07		Residential Multi-Family		07		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.16		1.26		-0.00189		1		8760		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ07		Res-Indoor-CFLSCEMFmExCZ07		Res-Indoor-CFLSDGMFmExCZ07

		Res - Interior - Common - Residential Multi-Family - 08		Residential Multi-Family		08		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.28		-0.0017		1		8760		SDG		1.16		1.27		-0.00189		1		8760		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ08		Res-Indoor-CFLSCEMFmExCZ08		Res-Indoor-CFLSDGMFmExCZ08

		Res - Interior - Common - Residential Multi-Family - 09		Residential Multi-Family		09		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.16		1.3		-0.00189		1		8760		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ09		Res-Indoor-CFLSCEMFmExCZ09		Res-Indoor-CFLSDGMFmExCZ09

		Res - Interior - Common - Residential Multi-Family - 10		Residential Multi-Family		10		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.15		1.3		-0.00229		1		8760		SDG		1.15		1.29		-0.0024		1		8760		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ10		Res-Indoor-CFLSCEMFmExCZ10		Res-Indoor-CFLSDGMFmExCZ10

		Res - Interior - Common - Residential Multi-Family - 11		Residential Multi-Family		11		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ11		Wtd		PGE		1.08		1.24		-0.0046		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ11		Res-Indoor-CFLSCEMFmExCZ11		Res-Indoor-CFLSDGMFmExCZ11

		Res - Interior - Common - Residential Multi-Family - 12		Residential Multi-Family		12		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ12		Wtd		PGE		1.08		1.25		-0.0046		1		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ12		Res-Indoor-CFLSCEMFmExCZ12		Res-Indoor-CFLSDGMFmExCZ12

		Res - Interior - Common - Residential Multi-Family - 13		Residential Multi-Family		13		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ13		Wtd		PGE		1.11		1.26		-0.0036		1		8760		SCE		1.14		1.32		-0.0029		1		8760		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ13		Res-Indoor-CFLSCEMFmExCZ13		Res-Indoor-CFLSDGMFmExCZ13

		Res - Interior - Common - Residential Multi-Family - 14		Residential Multi-Family		14		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.11		1.32		-0.0032		1		8760		SDG		1.1		1.31		-0.0033		1		8760		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ14		Res-Indoor-CFLSCEMFmExCZ14		Res-Indoor-CFLSDGMFmExCZ14

		Res - Interior - Common - Residential Multi-Family - 15		Residential Multi-Family		15		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.21		1.32		-0.0011		1		8760		SDG		1.2		1.32		-0.0011		1		8760		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ15		Res-Indoor-CFLSCEMFmExCZ15		Res-Indoor-CFLSDGMFmExCZ15

		Res - Interior - Common - Residential Multi-Family - 16		Residential Multi-Family		16		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		CZ16		Wtd		PGE		0.98		1.23		-0.0082		1		8760		SCE		0.99		1.29		-0.0068		1		8760		SDG		0		0		0		0		0		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExCZ16		Res-Indoor-CFLSCEMFmExCZ16		Res-Indoor-CFLSDGMFmExCZ16

		Res - Interior - Common - Residential Multi-Family - 17		Residential Multi-Family		17		Res - Interior - Common		Res-Indoor-CFL		Ex		MFm		IOU		Wtd		PGE		1.09		1.23		-0.00438		1		8760		SCE		1.16		1.29		-0.00203		1		8760		SDG		1.16		1.26		-0.00195		1		8760		Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.				Res-Indoor-CFLPGEMFmExIOU		Res-Indoor-CFLSCEMFmExIOU		Res-Indoor-CFLSDGMFmExIOU

		Res - Interior - Common - Residential Single Family - 01		Residential Single Family		01		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ01		Wtd		PGE		0.97		1.01		-0.0311		0.049		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ01		Res-Indoor-CFLSCESFmExCZ01		Res-Indoor-CFLSDGSFmExCZ01

		Res - Interior - Common - Residential Single Family - 02		Residential Single Family		02		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ02		Wtd		PGE		0.99		1.26		-0.027		0.043		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ02		Res-Indoor-CFLSCESFmExCZ02		Res-Indoor-CFLSDGSFmExCZ02

		Res - Interior - Common - Residential Single Family - 03		Residential Single Family		03		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ03		Wtd		PGE		0.97		1.08		-0.0311		0.043		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ03		Res-Indoor-CFLSCESFmExCZ03		Res-Indoor-CFLSDGSFmExCZ03

		Res - Interior - Common - Residential Single Family - 04		Residential Single Family		04		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ04		Wtd		PGE		1.02		1.35		-0.024		0.043		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ04		Res-Indoor-CFLSCESFmExCZ04		Res-Indoor-CFLSDGSFmExCZ04

		Res - Interior - Common - Residential Single Family - 05		Residential Single Family		05		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ05		Wtd		PGE		0.97		1.08		-0.0331		0.047		8760		SCE		0.98		1.12		-0.032		0.047		8760		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ05		Res-Indoor-CFLSCESFmExCZ05		Res-Indoor-CFLSDGSFmExCZ05

		Res - Interior - Common - Residential Single Family - 06		Residential Single Family		06		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ06		Wtd		PGE		0		0		0		0		0		SCE		1.02		1.19		-0.022		0.043		8760		SDG		1.03		1.19		-0.022		0.043		8760						Res-Indoor-CFLPGESFmExCZ06		Res-Indoor-CFLSCESFmExCZ06		Res-Indoor-CFLSDGSFmExCZ06

		Res - Interior - Common - Residential Single Family - 07		Residential Single Family		07		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ07		Wtd		PGE		0		0		0		0		0		SCE		0		0		0		0		0		SDG		1.02		1.11		-0.018		0.047		8760						Res-Indoor-CFLPGESFmExCZ07		Res-Indoor-CFLSCESFmExCZ07		Res-Indoor-CFLSDGSFmExCZ07

		Res - Interior - Common - Residential Single Family - 08		Residential Single Family		08		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ08		Wtd		PGE		0		0		0		0		0		SCE		1.05		1.26		-0.018		0.047		8760		SDG		1.08		1.42		-0.019		0.047		8760						Res-Indoor-CFLPGESFmExCZ08		Res-Indoor-CFLSCESFmExCZ08		Res-Indoor-CFLSDGSFmExCZ08

		Res - Interior - Common - Residential Single Family - 09		Residential Single Family		09		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ09		Wtd		PGE		0		0		0		0		0		SCE		1.09		1.49		-0.0211		0.045		8760		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ09		Res-Indoor-CFLSCESFmExCZ09		Res-Indoor-CFLSDGSFmExCZ09

		Res - Interior - Common - Residential Single Family - 10		Residential Single Family		10		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ10		Wtd		PGE		0		0		0		0		0		SCE		1.1		1.64		-0.0211		0.043		8760		SDG		1.07		1.49		-0.0211		0.043		8760						Res-Indoor-CFLPGESFmExCZ10		Res-Indoor-CFLSCESFmExCZ10		Res-Indoor-CFLSDGSFmExCZ10

		Res - Interior - Common - Residential Single Family - 11		Residential Single Family		11		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ11		Wtd		PGE		1.09		1.6		-0.024		0.044		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ11		Res-Indoor-CFLSCESFmExCZ11		Res-Indoor-CFLSDGSFmExCZ11

		Res - Interior - Common - Residential Single Family - 12		Residential Single Family		12		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ12		Wtd		PGE		1.06		1.53		-0.025		0.045		8760		SCE		0		0		0		0		0		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ12		Res-Indoor-CFLSCESFmExCZ12		Res-Indoor-CFLSDGSFmExCZ12

		Res - Interior - Common - Residential Single Family - 13		Residential Single Family		13		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ13		Wtd		PGE		1.11		1.56		-0.022		0.045		8760		SCE		1.11		1.56		-0.022		0.045		8760		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ13		Res-Indoor-CFLSCESFmExCZ13		Res-Indoor-CFLSDGSFmExCZ13

		Res - Interior - Common - Residential Single Family - 14		Residential Single Family		14		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ14		Wtd		PGE		0		0		0		0		0		SCE		1.13		1.47		-0.025		0.043		8760		SDG		1.09		1.36		-0.0229		0.043		8760						Res-Indoor-CFLPGESFmExCZ14		Res-Indoor-CFLSCESFmExCZ14		Res-Indoor-CFLSDGSFmExCZ14

		Res - Interior - Common - Residential Single Family - 15		Residential Single Family		15		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ15		Wtd		PGE		0		0		0		0		0		SCE		1.21		1.63		-0.014		0.044		8760		SDG		1.21		1.68		-0.013		0.044		8760						Res-Indoor-CFLPGESFmExCZ15		Res-Indoor-CFLSCESFmExCZ15		Res-Indoor-CFLSDGSFmExCZ15

		Res - Interior - Common - Residential Single Family - 16		Residential Single Family		16		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		CZ16		Wtd		PGE		1		1.35		-0.036		0.045		8760		SCE		1.01		1.41		-0.036		0.045		8760		SDG		0		0		0		0		0						Res-Indoor-CFLPGESFmExCZ16		Res-Indoor-CFLSCESFmExCZ16		Res-Indoor-CFLSDGSFmExCZ16

		Res - Interior - Common - Residential Single Family - 17		Residential Single Family		17		Res - Interior - Common		Res-Indoor-CFL		Ex		SFm		IOU		Wtd		PGE		1.03		1.36		-0.0266		0.0441		8760		SCE		1.08		1.42		-0.0214		0.0445		8760		SDG		1.04		1.23		-0.0192		0.0454		8760						Res-Indoor-CFLPGESFmExIOU		Res-Indoor-CFLSCESFmExIOU		Res-Indoor-CFLSDGSFmExIOU

		Res - Interior - Common - Residential Weighted - 17		Residential Weighted		17		Res - Interior - Common		Res-Indoor-CFL		Ex		Res		IOU		Wtd		PGE		1.0221		1.3267		-0.02722		0.0441		8760		SCE		1.0745		1.398		-0.02137		0.0444		8760		SDG		1.0346		1.2339		-0.01939		0.0455		8760						Res-Indoor-CFLPGEResExIOU		Res-Indoor-CFLSCEResExIOU		Res-Indoor-CFLSDGResExIOU

		Res - Interior - Dwelling - Residential Mobile Home - Double-Wide		Residential Mobile Home - Double-Wide		N/A		Res - Interior - Dwelling		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		8760		SCE		N/A		N/A		N/A		N/A		8760		SDG		N/A		N/A		N/A		N/A		8760		Operating hours have been mapped to Lodging - Motel.				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Interior - Dwelling - Residential Multi-Family		Residential Multi-Family		N/A		Res - Interior - Dwelling		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		8760		SCE		N/A		N/A		N/A		N/A		8760		SDG		N/A		N/A		N/A		N/A		8760		Operating hours have been mapped to Lodging - Motel.				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Interior - Dwelling - Residential Single Family		Residential Single Family		N/A		Res - Interior - Dwelling		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		8760		SCE		N/A		N/A		N/A		N/A		8760		SDG		N/A		N/A		N/A		N/A		8760						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Interior - Common - Residential Mobile Home - Double-Wide		Residential Mobile Home - Double-Wide		N/A		Res - Interior - Common		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		8760		SCE		N/A		N/A		N/A		N/A		8760		SDG		N/A		N/A		N/A		N/A		8760		Operating hours have been mapped to Lodging - Motel.				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Interior - Common - Residential Multi-Family		Residential Multi-Family		N/A		Res - Interior - Common		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		8760		SCE		N/A		N/A		N/A		N/A		8760		SDG		N/A		N/A		N/A		N/A		8760		Operating hours have been mapped to Lodging - Motel.				N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Interior - Common - Residential Single Family		Residential Single Family		N/A		Res - Interior - Common		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		8760		SCE		N/A		N/A		N/A		N/A		8760		SDG		N/A		N/A		N/A		N/A		8760						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Exterior - Dwelling - Residential Mobile Home - Double-Wide		Residential Mobile Home - Double-Wide		N/A		Res - Exterior - Dwelling		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		8760		SCE		N/A		N/A		N/A		N/A		8760		SDG		N/A		N/A		N/A		N/A		8760						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Exterior - Dwelling - Residential Multi-Family		Residential Multi-Family		N/A		Res - Exterior - Dwelling		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		8760		SCE		N/A		N/A		N/A		N/A		8760		SDG		N/A		N/A		N/A		N/A		8760						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Exterior - Dwelling - Residential Single Family		Residential Single Family		N/A		Res - Exterior - Dwelling		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		8760		SCE		N/A		N/A		N/A		N/A		8760		SDG		N/A		N/A		N/A		N/A		8760						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Exterior - Common - Residential Mobile Home - Double-Wide		Residential Mobile Home - Double-Wide		N/A		Res - Exterior - Common		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		8760		SCE		N/A		N/A		N/A		N/A		8760		SDG		N/A		N/A		N/A		N/A		8760						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Exterior - Common - Residential Multi-Family		Residential Multi-Family		N/A		Res - Exterior - Common		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		8760		SCE		N/A		N/A		N/A		N/A		8760		SDG		N/A		N/A		N/A		N/A		8760						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		Res - Exterior - Common - Residential Single Family		Residential Single Family		N/A		Res - Exterior - Common		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		8760		SCE		N/A		N/A		N/A		N/A		8760		SDG		N/A		N/A		N/A		N/A		8760						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		12 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		4380		SCE		N/A		N/A		N/A		N/A		4380		SDG		N/A		N/A		N/A		N/A		4380						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		14 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		5110		SCE		N/A		N/A		N/A		N/A		5110		SDG		N/A		N/A		N/A		N/A		5110						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		16 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		5840		SCE		N/A		N/A		N/A		N/A		5840		SDG		N/A		N/A		N/A		N/A		5840						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		18 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		6570		SCE		N/A		N/A		N/A		N/A		6570		SDG		N/A		N/A		N/A		N/A		6570						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		20 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		7300		SCE		N/A		N/A		N/A		N/A		7300		SDG		N/A		N/A		N/A		N/A		7300						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		22 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		8030		SCE		N/A		N/A		N/A		N/A		8030		SDG		N/A		N/A		N/A		N/A		8030						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A

		24 Hour Op.		N/A		N/A		N/A		N/A		N/A		N/A		N/A		N/A		PGE		N/A		N/A		N/A		N/A		8760		SCE		N/A		N/A		N/A		N/A		8760		SDG		N/A		N/A		N/A		N/A		8760						N/APGEN/AN/AN/A		N/ASCEN/AN/AN/A		N/ASDGN/AN/AN/A
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SavingsCalcs

				Energy Savings

				CZ6								CZ8								CZ9								CZ10								CZ13								CZ14								CZ15								CZ16

				WH				Pump		Total		WH				Pump		Total		WH				Pump		Total		WH				Pump		Total		WH				Pump		Total		WH				Pump		Total		WH				Pump		Total		WH				Pump		Total

		Measure		therms/yr		kWh/yr		kWh/yr		kWh/yr		therms/yr		kWh/yr		kWh/yr		kWh/yr		therms/yr		kWh/yr		kWh/yr		kWh/yr		therms/yr		kWh/yr		kWh/yr		kWh/yr		therms/yr		kWh/yr		kWh/yr		kWh/yr		therms/yr		kWh/yr		kWh/yr		kWh/yr		therms/yr		kWh/yr		kWh/yr		kWh/yr		therms/yr		kWh/yr		kWh/yr		kWh/yr

		Less than 1/2 hp Demand Control Recirculation Pump Gas Water Heater		22.8863636364		0		27.9090909091		27.9090909091		22.5454545455		0		27.9090909091		27.9090909091		22.5454545455		0		27.9090909091		27.9090909091		22.5454545455		0		27.9090909091		27.9090909091		22.5227272727		0		27.9090909091		27.9090909091		22.7954545455		0		27.9090909091		27.9090909091		20.5909090909		0		27.9090909091		27.9090909091		24.5227272727		0		27.9090909091		27.9090909091

		Less than 1/2 hp Demand Control Recirculation Pump Electric Water Heater				547.4044526902		27.9090909091		575.3135435993				539.2504638219		27.9090909091		567.159554731				539.2504638219		27.9090909091		567.159554731				539.2504638219		27.9090909091		567.159554731				538.706864564		27.9090909091		566.6159554731				545.2300556586		27.9090909091		573.1391465677				492.5009276438		27.9090909091		520.4100185529				586.5435992579		27.9090909091		614.452690167

		Less than 1/2 hp Demand Control Recirculation Pump Heat Pump Water Heater				214.5825454545		27.9090909091		242.4916363636				211.3861818182		27.9090909091		239.2952727273				211.3861818182		27.9090909091		239.2952727273				211.3861818182		27.9090909091		239.2952727273				211.1730909091		27.9090909091		239.0821818182				213.7301818182		27.9090909091		241.6392727273				193.0603636364		27.9090909091		220.9694545455				229.9250909091		27.9090909091		257.8341818182

		1/2 hp or more Demand Control Recirculation Pump Gas Water Heater		14.1590909091		0		23.125		23.125		13.9090909091		0		23.125		23.125		13.9090909091		0		23.125		23.125		13.8863636364		0		23.125		23.125		13.875		0		23.125		23.125		14.0795454545		0		23.125		23.125		12.4545454545		0		23.125		23.125		15.375		0		23.125		23.125

		1/2 hp or more Demand Control Recirculation Pump Electric Water Heater				338.6623376623		23.125		361.7873376623				332.6827458256		23.125		355.8077458256				332.6827458256		23.125		355.8077458256				332.1391465677		23.125		355.2641465677				331.8673469388		23.125		354.9923469388				336.7597402597		23.125		359.8847402597				297.892393321		23.125		321.017393321				367.7448979592		23.125		390.8698979592

		1/2 hp or more Demand Control Recirculation Pump Heat Pump Water Heater				132.7556363636		23.125		155.8806363636				130.4116363636		23.125		153.5366363636				130.4116363636		23.125		153.5366363636				130.1985454545		23.125		153.3235454545				130.092		23.125		153.217				132.0098181818		23.125		155.1348181818				116.7738181818		23.125		139.8988181818				144.156		23.125		167.281



























Demand

				Demand Reduction

				CZ6				CZ8				CZ9				CZ10				CZ13				CZ14				CZ15				CZ16

				Annual Energy Savings		Demand Reduction		Annual Energy Savings		Demand Reduction		Annual Energy Savings		Demand Reduction		Annual Energy Savings		Demand Reduction		Annual Energy Savings		Demand Reduction		Annual Energy Savings		Demand Reduction		Annual Energy Savings		Demand Reduction		Annual Energy Savings		Demand Reduction

		Measure		kWh/yr		kW		kWh/yr		kW		kWh/yr		kW		kWh/yr		kW		kWh/yr		kW		kWh/yr		kW		kWh/yr		kW		kWh/yr		kW

		Less than 1/2 hp Demand Control Recirculation Pump Gas Water Heater		27.9090909091		0.0030895364		27.9090909091		0.0030895364		27.9090909091		0.0030895364		27.9090909091		0.0030895364		27.9090909091		0.0030895364		27.9090909091		0.0030895364		27.9090909091		0.0030895364		27.9090909091		0.0030895364

		Less than 1/2 hp Demand Control Recirculation Pump Electric Water Heater		575.3135435993		0.0636872093		567.159554731		0.0627845627		567.159554731		0.0627845627		567.159554731		0.0627845627		566.6159554731		0.0627243863		573.1391465677		0.0634465035		520.4100185529		0.0576093891		614.452690167		0.0680199128

		Less than 1/2 hp Demand Control Recirculation Pump Heat Pump Water Heater		242.4916363636		0.0268438241		239.2952727273		0.0264899867		239.2952727273		0.0264899867		239.2952727273		0.0264899867		239.0821818182		0.0264663975		241.6392727273		0.0267494675		220.9694545455		0.0244613186		257.8341818182		0.0285422439

		1/2 hp or more Demand Control Recirculation Pump Gas Water Heater		23.125		0.0025599375		23.125		0.0025599375		23.125		0.0025599375		23.125		0.0025599375		23.125		0.0025599375		23.125		0.0025599375		23.125		0.0025599375		23.125		0.0025599375

		1/2 hp or more Demand Control Recirculation Pump Electric Water Heater		361.7873376623		0.0400498583		355.8077458256		0.0393879175		355.8077458256		0.0393879175		355.2641465677		0.039327741		354.9923469388		0.0392976528		359.8847402597		0.0398392407		321.017393321		0.0355366254		390.8698979592		0.0432692977

		1/2 hp or more Demand Control Recirculation Pump Heat Pump Water Heater		155.8806363636		0.0172559864		153.5366363636		0.0169965056		153.5366363636		0.0169965056		153.3235454545		0.0169729165		153.217		0.0169611219		155.1348181818		0.0171734244		139.8988181818		0.0154867992		167.281		0.0185180067



				Gas		<		>

				6		0.0030895364		0.0025599375

				8		0.0030895364		0.0025599375

				9		0.0030895364		0.0025599375

				10		0.0030895364		0.0025599375

				13		0.0030895364		0.0025599375

				14		0.0030895364		0.0025599375

				15		0.0030895364		0.0025599375

				16		0.0030895364		0.0025599375

				Electric/Heat Pump		<		>

				6		0.0636872093		0.0400498583

				8		0.0627845627		0.0393879175

				9		0.0627845627		0.0393879175

				10		0.0627845627		0.039327741

				13		0.0627243863		0.0392976528

				14		0.0634465035		0.0398392407

				15		0.0576093891		0.0355366254

				16		0.0680199128		0.0432692977
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Sheet1

				Recirculation Pump		Cost		Source

		High Rise Building		ODP Bronze Centrifugal 1/2 hp		$   427.56		http://www.mcmaster.com/#centrifugal-pumps/=e6ss5j

				High Flow Cast Iron Centrifugal 3/4 hp		$   1,130.44		http://www.mcmaster.com/#circulating-pumps/=e6stp8

				Bell & Gossett Pump 1/2 hp		$   1,557.00		http://www.grainger.com/Grainger/BELL-GOSSETT-Circulator-Pump-5YN64

				Taco Circulator Pump Cast Iron 1/2 hp		$   697.50		http://www.grainger.com/Grainger/TACO-Circulator-Pump-5CHK7?Pid=search

				Taco Circulator Pump Stainless 1/2 hp		$   873.50		http://www.grainger.com/Grainger/TACO-Circulator-Pump-5CHK8?Pid=search

				AVERAGE COST		$   937.20

				AVERAGE COST		$   10.65



		Low Rise Building		ODP Bronze Centrifugal 1/3 hp		$   404.51		http://www.mcmaster.com/#centrifugal-pumps/=e6ss5j

				Cast Iron Centrifugal 1/6 hp		$   280.34		http://www.mcmaster.com/#circulating-pumps/=e6stp8

				Cast Iron Centrifugal 1/4 hp		$   678.48		http://www.mcmaster.com/#circulating-pumps/=e6stp8

				Wilo Hot Water Circulator 1/4 hp		$   416.00		http://store.waterpumpsupply.com/wihotwaciinp.html

				AVERAGE COST		$   444.83

				AVERAGE COST		$   10.11











Sheet2





Sheet3
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Overview


		a. Measure Title

		Multifamily Central Domestic Hot Water (DHW) and Solar Water Heating



		b. Description

		This proposal adds the prescriptive requirement of demand control for DHW system serving multiple dwellings with recirculation loops and revises the existing mandatory timer control requirement. 

This proposal adds the prescriptive requirement on DHW system with recirculation loops serving multiple dwellings to have (at least) two separate recirculation loops, each serving a portion of the building.


This proposal adds a prescriptive requirement for multifamily buildings with central DHW systems with recirculation loops to install a solar water heating system with prescribed minimum solar savings fraction (% water heating budget) by climate zone.

The proposal adds a mandatory requirement for all multifamily buildings to be designed ready for future installation of solar water heating systems if they otherwise do not have solar water heating systems installed at the time of building design and construction.



		c. Type of Change

		Mandatory Measure – This proposal will add requirements in Section 151(n) for multifamily buildings to be solar water heating ready. 

This proposal recommend the revision of mandatory requirement of timer control of DHW recirculation loops in Section 113(c)2.

Prescriptive Requirement – This proposal adds the following requirements to Section 151(f)8c: 

Multifamily building DHW systems with recirculation loops shall have 

1. demand controls, and 

2. (at least) two recirculation loops, each serving half of the building, and,. 

3. a solar water heating system with a minimum solar savings fraction by climate zone in the following table.


CZ


1


2


3


4


5


6


7


8


9


10


11


12


13


14


15


16


SSF


0.2


0.25


0.2


0.2


0.2


0.15


0.15


0.15


0.15


0.3


0.40


0.25


0.35


0.45


0.45


0.4


Compliance Option -
No change proposed. For the proposed prescriptive requirements, the CASE study demonstrates the feasibility and cost-effectiveness of alternative compliance methods.

Modeling – No change proposed by this CASE study. The Water and Space Heating CASE study proposes new algorithms for multi-family central DHW system and controls. 



		d. Energy Benefits

		The energy benefits of the measures proposed for 2013 Standards relative to 2008 Standards are presented in this section. The prototype buildings used to arrive at these energy savings are described in the following table:


 Building Type


Low-rise


High-rise


Building Characteristics


Number of Floors


2


4


Number of Units


44


88


Conditioned Floor Area/Unit (sf)


870


Floor to Ceiling Height (ft)


10


Figure 1 and Figure 2 show the per prototype energy savings resulting from proposed prescriptive measures for the low-rise and high-rise prototype buildings for each of the 16 climate zones. The last columns of the table also display the per square footage conditioned floor area (CFA) savings for the prototype buildings.

Climate 
Zone


Electricity Savings


Natural Gas Savings


TDV Electricity Savings


TDV Gas Savings


PV of Energy Cost Savings


(kwh/yr)


(kWh/yr per ft2 CFA)


(Therms

/yr)


(Therms/yr per ft2 CFA)


(TDV kBTU)


(TDV kBTU)


(PV$)


(PV$ per ft2 CFA)

1


(479)

(0.013)


539


0.014


(11,881)


81,067


$52,512


$1.4


2


(736)

(0.016)


1,265


0.026


(18,899)


190,886


$69,049


$1.8


3


(515)

(0.013)


776


0.020


(12,534)


117,264


$57,367


$1.5


4


(584)

(0.015)


991


0.026


(14,501)


150,039


$62,227


$1.6


5


(614)

(0.016)


1,068


0.028


(15,964)


163,647


$65,092


$1.7


6


(471)

(0.012)


720


0.019


(12,135)


110,106


$55,183


$1.4


7


(434)

(0.011)


642


0.017


(10,272)


99,989


$53,044


$1.4


8


(442)

(0.011)


706


0.018


(10,907)


107,886


$54,549


$1.4


9


(437)

(0.006)


698


0.009


(10,493)


106,761


$54,410


$1.4


10


(778)

(0.010)


1,396


0.018


(18,575)


215,776


$71,860


$1.9


11


(1,086)

(0.014)


1,933


0.025


(25,848)


294,002


$84,440


$2.2


12


(626)

(0.008)


1,068


0.014


(15,309)


159,471


$63,454


$1.7


13


(925)

(0.012)


1,623


0.021


(21,512)


245,094


$76,519


$2.0


14


(1,142)

(0.015)


2,160


0.028


(26,598)


335,705


$91,747


$2.4


15

(1,004)


(0.013)


1,805


0.024


(22,751)


282,091


$80,078


$2.1


16


(1,231)

(0.016)


2,206


0.029


(29,848)


337,094


$93,885


$2.5


Figure 1. Low-Rise Multifamily Prototype Energy Savings

Climate 
Zone


Electricity Savings


Natural Gas Savings


TDV Electricity Savings


TDV Gas Savings


PV of Energy Cost Savings


(kwh/yr)


(kWh/yr per ft2 CFA)


(Therms

/yr)


(Therms/yr per ft2 CFA)


(TDV kBTU)


(TDV kBTU)


(PV$)


(PV$ per ft2 CFA)

1


(994)


(0.026)


1,041


0.027


(24,633)


155,623


$82,686


$1.1


2


(1,238)


(0.032)


2,025


0.053


(31,917)


304,149


$112,859


$1.5


3


(1,068)


(0.028)


1,537


0.040


(25,991)


231,378


$91,749


$1.2


4


(1,207)


(0.032)


1,983


0.052


(29,984)


299,620


$100,743


$1.3


5


(1,277)


(0.033)


2,151


0.056


(33,194)


329,137


$106,217


$1.4


6


(990)


(0.026)


1,440


0.038


(25,482)


219,678


$88,335


$1.2


7


(912)


(0.024)


1,277


0.033


(21,578)


198,462


$85,683


$1.1


8


(919)


(0.024)


1,396


0.036


(22,037)


213,003


$86,970


$1.1


9


(919)


(0.012)


1,396


0.018


(22,037)


213,003


$86,970


$1.1


10


(1,606)


(0.021)


2,792


0.036


(38,353)


431,152


$117,974


$1.5


11


(2,211)


(0.029)


3,866


0.051


(52,644)


587,722


$140,264


$1.8


12


(1,299)


(0.017)


2,128


0.028


(31,765)


316,955


$102,671


$1.3


13


(1,891)


(0.025)


3,246


0.042


(44,008)


489,886


$126,164


$1.6


14


(2,327)


(0.030)


4,321


0.056


(54,222)


671,070


$153,418


$2.0


15

(2,050)


(0.027)


3,611


0.047


(46,478)


563,860


$132,545


$1.7


16


(2,504)


(0.033)


4,413


0.058


(60,657)


673,921


$157,424


$2.1


Figure 2. High-Rise Multifamily Prototype Energy Savings

The Time Dependent Valuation (TDV) method emphasizes the energy savings benefits during peak demands, especially electricity peak demands. The application of a demand control system reduces the pump electric energy use by eliminating the constant pump operation throughout the day. Optimal recirculation loop design, solar water heating, and solar water heating ready all generate natural gas savings, not electric energy savings. There is actually increased electric energy consumption due to pumps for the solar water heating system operation, as indicated by the negative electric savings.


The assumptions and calculations used to derive the energy and demand savings for prototype buildings are documented in Section 2 “Methodology” and Section 3 “Analysis and Results.” 



		e. Non-Energy Benefits

		The solar water heating ready measures would substantially reduce the cost of future installation of solar hot water heating systems. Prescriptive requirements for installing solar water heating with minimum solar savings fraction and making buildings solar water heating ready could potentially result in increased property valuation. These could seem attractive to building owners/operators and tenants interested in utilizing renewable energy sources.



		 f.  Environ-mental Impact




		Material Increase (I), Decrease (D), or No Change (NC): (All units are lbs/year)


Mercury


Lead


Copper


Steel


Plastic


Others


Per Prototype Building1

NC

NC

NC*

NC

NC

NC

*Decrease in copper use in piping is expected from the reduced length of piping required with optimal recirculation design. However, this piping length reduction is likely negated by the increase in copper use due to installation of solar water heating system.

Water Consumption: 


On-Site (Not at the Power plant) Water Savings (or Increase)


(Gallons/Year)


Per Prototype Building2

NC

1. For description of prototype buildings refer to Section  2.2.2 below.

Water Quality Impacts: NA



		g. Technology Measures

		Measure Availability:


Demand control products for DHW recirculation are widely available in the market and ready to meet the increased demand generated by the proposed code change. Manufacturers include Enovative Group, Taco, Uponor and Advanced Conservation Technology Distribution. 

Design and implementation of optimal recirculation systems for at least two recirculation loops in a building is common practice, so the proposed requirement will not results in significant change in market practice.

Solar water heating is a mature technology with established product availability and distribution channels.  Since its inception in 1980, the Sola Ratings and Certification Corporation now has over 400 collector products rated from 155 manufacturers in its OG-100 collector database.  The Energy Information Administration (EIA) Solar Thermal Collector Manufacturers Report shows that California accounts for over a quarter of domestic solar thermal collectors (3.5 million sqft) shipped in 2009. Further, the five largest manufacturers account for 79% of market share. 

Industry stakeholders have suggested that there is room for improvement in terms of consistent design strategy for multifamily solar water heating systems. They also identified lack of trained installers as one of the major market barriers. However, both these issues are expected to be addressed with the recently started California Solar Initiative (CSI)-Thermal incentive program. By 2014, this program will greatly increase solar industry design experiences and work force to ensure successful implementation of  the proposed code changes.

Useful Life, Persistence, and Maintenance:


Demand control equipment is assumed to have a useful life of 15 year with no maintenance needs.

Useful life of Optimal design is assumed to be 30 years as energy savings benefits associated will persist through the entire building life.

The solar water heating system components and maintenance/replacement schedule are shown below. 

Component


Life Expectancy (yr)


Implementations during 30 year Building Life


Collector


20


1.5


Solar Tank


15


2


Motor and Pump


10


3


Controller


20


1.5


Heat Transfer Fluid Check


1


20


Heat Transfer Fluid Check & Replacement


3


10






		h. Performance Verification of the Proposed Measure

		Field verification of the installation of demand control equipment, implementation of optimal design and installation of solar water heating systems will be required during building inspection by building officials. Performance verification of solar water heating system installation is a more specialized task and shall be performed by system design/contractors.



		i. Cost Effectiveness

Climate 
Zone


Measure Life


Additional Costs1– Current Measure Costs (Relative to Basecase)


PV of Additional Maintenance Costs (Savings) (Relative to Basecase)


PV of Energy Cost  Savings – Per Proto Building (PV$)


LCC Per Prototype Building


Solar Savings Fraction


(Years)


($)


(PV$)


(PV$)


($)


(%)


Per Proto Building


Per Proto
 Building


Per Proto Building


Per Proto Building


1


30


$26,700


$ 8,719


$52,512


$ (17,094)


20%


2


30


$36,629


$10,731


$ 69,049


$ (21,688)


25%


3


30


$26,700


$8,719


$ 57,367


$ (21,949)


20%


4


30


$28,486


$9,081


$ 62,227


$ (24,660)


20%


5


30


$28,504


$9,084


$ 65,092


$ (27,504)


20%


6


30


$21,137


$7,591


$ 55,183


$ (26,455)


15%


7


30


$20,925


$7,548


$ 53,044


$ (24,571)


15%


8


30


$21,089


$7,581


$ 54,410


$ (25,741)


15%


9


30


$21,089


$7,581


$ 54,410


$ (25,741)


15%


10


30


$39,198


$ 11,252


$ 71,860


$ (21,410)


30%


11


30


$59,085


$ 15,284


$ 84,440


$ (10,071)


40%


12


30


$32,571


$9,909


$ 63,454


$ (20,974)


25%


13


30


$52,434


$ 13,935


$ 76,519


$ (10,150)


35%


14


30


$57,570


$ 14,977


$ 91,747


$ (19,200)


45%


15


30


$54,382


$ 14,330


$ 80,078


$ (11,366)


45%


16


30


$61,604


$ 15,794


$ 93,885


$ (16,487)


40%


Figure 3. Low-rise Building Prototype LCC Results

Climate 
Zone


Measure Life


Additional Costs1– Current Measure Costs (Relative to Basecase)


PV of Additional Maintenance Costs (Savings) (Relative to Basecase)


PV of Energy Cost  Savings – Per Proto Building (PV$)


LCC Per Prototype Building


Solar Savings Fraction


(Years)


($)


(PV$)


(PV$)


($)


(%)


1


30


$47,772


$ 17,777


$ 82,686


$ (17,136)


20%


2


30


$67,877


$ 21,853


$  112,859


$ (23,129)


25%


3


30


$47,772


$ 17,777


$ 91,749


$ (26,200)


20%


4


30


$51,224


$ 18,477


$  100,743


$ (31,042)


20%


5


30


$51,599


$ 18,553


$  106,217


$ (36,064)


20%


6


30


$37,020


$ 15,598


$ 88,335


$ (35,717)


15%


7


30


$36,611


$ 15,515


$ 85,683


$ (33,558)


15%


8


30


$36,927


$ 15,579


$ 86,970


$ (34,464)


15%


9


30


$36,927


$ 15,579


$ 86,970


$ (34,464)


15%


10


30


$72,908


$ 22,873


$  117,974


$ (22,193)


30%


11


30


$ 111,702


$ 30,737


$  140,264


$2,175


40%


12


30


$59,928


$ 20,241


$  102,671


$ (22,502)


25%


13


30


$98,861


$ 28,134


$  126,164


$  830


35%


14


30


$ 108,776


$ 30,144


$  153,418


$ (14,497)


45%


15


30


$ 102,621


$ 28,896


$  132,545


$   (1,027)


45%


16


30


$ 116,647


$ 31,740


$  157,424


$   (9,037)


40%


Figure 4. High-rise Building Prototype LCC Results



		j. Analysis Tools

		The current Title 24 ACM and building simulation tools does not include the necessary algorithms to model demand control and recirculation loop designs of multi-family DHW systems.  This CASE study used a recirculation loop model, which was developed based on the PIER studies on multi-family DHW distribution system and was validated by field monitoring data, to analyze energy savings by control technologies and optimal recirculation loop designs. 


CEC’s version of F-chart can be used to quantify energy savings in terms of solar savings fractions resulting from the installation of solar water heating systems. The CEC is in the process of adding hourly calculation capability to the tool to enable more accurate assessment of potential gas (and electric) energy reduction. TRNSYS can provide the most accurate models of solar water heating systems. F-chart was developed using a curve fitting method based on extensive TRNSYS simulation study results. For this study, the team utilized TRNSYS to assess the performance benefits from installation of a solar water heating system. 



		k. Relationship to Other Measures

		This CASE proposes minimum solar savings fractions and solar water heating readiness requirements for buildings. There are three related measures:

1. The single family Solar Ready Homes and Solar Oriented Developments CASE proposes  PV and SWH readiness and orienting developments for optimal solar energy harvest and minimal building energy gain. 


2. The cross-cutting  Solar Water Heating CASE proposes to increase the existing solar fraction requirement for single family residential buildings with electric water heating, and to add a new solar fraction requirement for restaurants with both electric and natural gas water heating above a certain sqft.


3. The Commercial Solar Ready CASE proposes solar ready requirements for PV systems in commercial buildings. These CASEs were developed collaboratively, with each CASE addressing distinct areas of the code. 


Specifically, this CASE collaborated the Single Family and Specialty Commercial Solar Water Heating CASE (Water Heating #2) in cost collection and TRNSYS simulation efforts. The teams continues to assist CEC in developing necessary software capabilities, such as hourly calculation in f-Chart.





2. Methodology


This section describes the methodology and approach used to develop the recommendations for the various measures being considered for multifamily DHW systems. As the methodology used for the two parts of the study – MF DHW improvements and Solar Water Heating– have distinct data collection processes and analysis approaches, they will each be addressed separately in this methodology section.  The key elements of each part of the methodology are as follow:


· Data Collection


· Energy Savings Modeling

· Cost Analysis


· Cost-effectiveness Analysis

· Stakeholder Meeting Process

2.1 Methodology for Multifamily DHW Improvements


2.1.1 Data Collection


This CASE proposal is based on a Public Interest Energy Research (PIER) project on Central Domestic Hot Water (DHW) Distribution System conducted from 2008 to 2010 by the Heschong Mahone Group (HMG). This PIER research investigated performance of multi-family central DHW distribution systems through extensive field monitoring, performance analysis, and heat transfer model development. It sought to get an in-depth understanding of recirculation loop heat loss mechanisms and assess effectiveness of different control technologies. The PIER study provided extensive field measurement data, DHW system performance characteristics, recirculation loop designs, and control technology performance characteristics. This CASE study further funded the HMG team to develop and validate a multi-family DHW system recirculation loop model based on the PIER research results. 


The PIER project surveyed more than 50 multifamily buildings and performed DHW systems monitoring in 32 buildings with various building sizes, DHW system designs, recirculation loop configurations, and occupancy types throughout California. The field monitoring studies measured hot water supply and return temperatures, cold water temperatures, hot water draw flows, recirculation flows, and natural gas input to the boiler. Measurements were logged with a 30 second time interval to get enough granularity of DHW system dynamics. Information on the building characteristics (size, number of units and such) and recirculation loop designs (pipe lengths, pipe diameters, insulation among others) were also collected.  For nine of these 32 buildings, relative performance of various recirculation loop controls, including timer control, temperature modulation, and demand controls, was studied. The monitoring study collected data for more than one year for those buildings to get a comprehensive system performance at various climate and operational conditions.  


DHW system performance and control technology savings were assessed using an energy flow analysis method, which allowed major energy loss components to be quantified using field monitoring data. As shown in Figure 5, the energy flow analysis method breaks down overall DHW system energy consumption into three components: water heater loss, distribution loss, and end-use energy. The distribution loss is further separated into recirculation loop loss and branch loss. Based on performance analysis results of all 32 multifamily buildings monitored, the PIER study found that on average only thirty-five percent (35%) of the energy input in central DHW system was reaching the end-user, as much as that is lost in the distribution system (33% in the recirculation loop, and 1% in the branch pipes) and about 31% was lost at the water heater.



[image: image1]

Figure 5. Central DHW System Energy Performance

Performance of three recirculation loop control technologies – timer control, temperature modulation, and demand control – were investigated through field monitoring studies. The PIER study revealed that simple comparison of system gas consumption with and without controls is not a reliable approach to quantify energy savings by controls, as hot water usage variations may offset control savings. A recirculation loop model was developed to provide better understanding of control mechanisms and estimation of energy savings. The model included the consideration of heat transfer modes under different control operation conditions, as well as detailed recirculation loop plumbing designs. This model was successfully validated by field performance monitoring data collected from buildings representing a wide range of buildings size, recirculation loop design, ambient conditions, and hot water usage patterns. The Water and Space Heating CASE study, presented separately, provides detailed model validation results and presents the ACM algorithms developed based on the validated recirculation loop model. 


In addition to highlighting control savings potential, both the PIER research and this CASE effort emphasize the influence of distribution system layout (location, pipe diameter and insulation) on the system performance. The PIER research collected detailed recirculation loop design information of buildings where recirculation performance was monitored. The CASE study reviewed more recirculation loop designs available from building plans collected by utility multifamily incentive programs. The recirculation loop model developed by the joint efforts of PIER study and CASE studies (this study and the Water and Space Heating CASE study) was validated based on actual recirculation loop designs and their corresponding performance. Therefore, this model is capable of assessing performance of different recirculation loop designs.

2.1.2 Energy Savings Modeling

The energy savings were evaluated using the validated the DHW recirculation model, which is implemented using EXCEL (screenshots of the model are provided in Appendix 6.4). The Water and Space Heating CASE study report provides detailed description of approaches used in the model to pipe heat transfer modes, piping configurations, and controls. That report also provides model validation results for four different recirculation loop configurations and for three control technologies: timer control, temperature modulation, and demand control. Modeling results of impacts by controls were compared to field measurement results. In all cases, the difference between modeled impact and measured impact were less than 3%. Model validation results are summarized in Appendix 6.3.


Energy savings from controls and recommend recirculation loop designs were assessed using the recirculation loop model based on a low-rise and a high-rise multifamily building prototypes (described in the immediately following paragraphs). As indicated by PIER field studies and feedback from stakeholders, timer controls do not practically provide any savings since multifamily buildings have scattered hot water usage patterns and recirculation pump cannot be turned off for extended periods of time. As a result, continuous pumping was used as the baseline for control energy savings assessment. In addition to the two control technologies, temperature modulation and demand control, energy savings by continuous monitoring technology was also assessed. It is assumed that a continuous monitoring system can keep building operators well informed of potential operation issues so that they won’t resolve performance issues by simply increasing supply temperature. This study assumes continuous monitoring would reduce supply temperature by 5oF. For each building prototype, annual DHW system energy savings were assessed for all sixteen (16) climate zones. 

Performance of two types of recirculation loop designs were compared. One represents the typical design, while the other represents an optimized design.

Building Prototype Development

The energy savings were calculated using two building prototypes: a low-rise multifamily building, and a high-rise multifamily building. The two buildings are rectangular shape, with 22 units per floor, organized along a central corridor. The two building prototypes were originally developed for the 2005 Title 24 code changes based on market studies of California multi-family buildings. The prototype building characteristics and DHW system characteristics are summarized in Figure 6 below.


		Building Type

		Low-rise

		High-rise



		Building Characteristics

		Number of Floors

		2

		4



		

		Number of Units

		44

		88



		

		Conditioned Floor Area/Unit (sf)

		870



		

		Floor to Ceiling Height (ft)

		10



		DHW System Characteristics

		Hot water Temperature Supply (°F)

		135



		

		Water Heater Thermal Efficiency (%)

		80



		

		Recirculation Pump Power (hp)

		1/4

		1/2



		

		Recirculation Pump Flow Rate (gpm)

		6

		8





Figure 6. Building Prototype Characteristics

The hot water temperature setting reflects Title 24 code assumptions, although hot water is usually set to a lower temperature according to the PIER research. Overall water heater efficiency corresponds to the minimum thermal efficiency required by Title 24. Recirculation pump power as well as recirculation pump flow rate reflect typical values observed in the field.


For each prototype, a default domestic hot water distribution network was developed, following the default design assumptions proposed to be implemented in the ACM by the Water and Space Heating CASE. It assumes that the recirculation pipe system is made of a single loop located in the ceiling space of the corridor of a specific floor, and that the mechanical room is located in one corner of the building on the first floor. In the low-rise building, the recirculation loop is located on the first floor (Figure 7). In high-rise building, the recirculation loop is located in the middle floor of the building. Additional lengths of recirculation piping connect the recirculation loop to the mechanical room which houses the water heater or boiler and the recirculation pump (Figure 8). 
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Figure 7. Low-rise Prototype Recirculation Piping


Default (Left) and Optimized (Right) Configurations
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Figure 8. High-rise Prototype Recirculation Piping


Default (Left) and Optimized (Right) Configuration


Following findings of the PIER report, an optimized DHW distribution network was designed. The length of the recirculation loop and piping is minimized by splitting the single loop into two and by locating the mechanical room closer to the loop. The optimized layout still assumes that the recirculation loop is located in the ceiling of a specific floor, which is conditioned. The mechanical room is now assumed to be located in the middle of the building, one floor away from the recirculation loop.


Information on default and optimized domestic hot water distribution networks is summarized in Figure 9.

		Recirculation Layout Characteristics

		Low-rise

		High-rise



		

		Default Layout

		Optimized Layout

		Default Layout

		Optimized Layout



		Mechanical Room Location

		First floor, corner of the building

		Middle of the building

		First floor, corner of the building

		Middle of the building



		Pipe Length from Mechanical Room to Recirculation loop (ft)

		25

		25

		116

		25



		Recirculation Loop Location

		First floor central corridor ceiling

		First floor central corridor ceiling

		Middle floor central corridor ceiling

		Middle floor central corridor ceiling



		Number of Loops

		1

		2

		1

		2



		Pipe Length/loop (ft)

		324

		162

		324

		162





Figure 9. Distribution Network Characteristics 


Based on the building dimension (unit area of 870 sf and floor to ceiling height of 10 ft) and configuration (building 11 units long), the recirculation piping length was calculated for each design. The recirculation loop was further broken down into sections according to the number of units served by the loop at specific points. Breakpoints are defined by branches providing water to the units. Based on this information, each pipe section diameter was evaluated using IAPMO guidelines. Detailed calculation of the pipe sizing can be found in Appendix 6.2. As the modeling tool requires modeling each loop as a succession of three (3) pipe supply sections followed by three (3) pipe return sections, the average pipe diameter of these sections was defined as a weighted average. The return pipe diameter was calculated based on the recirculation flow rate. The piping lengths presented in Figure 10 and Figure 11 include the pipes connecting the recirculation loop length to the mechanical loop.


		

		Section Type

		Supply

		Supply

		Supply

		Return

		Return

		Return



		Default Design

		Section Length (ft)

		113

		103

		133

		133

		103

		113



		

		Average section pipe diameter (inch)

		2.67

		2.43

		1.75

		1

		1

		1



		Optimized Design

		Section Length (ft)

		57

		59

		59

		59

		59

		57



		

		Average section pipe diameter (inch)

		2.35

		2.00

		1.44

		0.75

		0.75

		0.75





Figure 10. Recirculation Loop Layout – Low-rise

		

		Section Type

		Supply

		Supply

		Supply

		Return

		Return

		Return



		Default Design

		Section Length (ft)

		204

		103

		133

		133

		103

		204.3



		

		Average section pipe diameter (inch)

		3.50

		2.93

		2.14

		1

		1

		1



		Optimized Design

		Section Length (ft)

		56.6

		59.0

		59.0

		59.0

		59.0

		56.6



		

		Average section pipe diameter (inch)

		2.85

		2.38

		1.81

		0.75

		0.75

		0.75





Figure 11. Recirculation Loop Pipe Layout – High-rise

2.1.3 Cost Analysis


Cost information was collected through manufacturers interviews and online product and pricing research. Specifically, prices of different diameter copper pipes per linear foot were collected on the Internet in order to assess the incremental cost of better recirculation piping layout design. Control device prices were gathered through interviews of the control manufacturers as well as internet research.


2.1.4 Cost-Effectiveness Analysis


The CASE team calculated lifecycle cost analysis using methodology explained in the California Energy Commission report Life Cycle Cost Methodology 2013 California Building Energy Efficiency Standards, written by Architectural Energy Corporation, using the following equation:
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ΔLCC = ΔC – (PVTDV-E * ΔTDVE + PVTDV-G * ΔTDVG)

Where:


ΔLCC

change in life-cycle cost


ΔC

cost premium associated with the measure, relative to the base case


PVTDV-E
present value of a TDV unit of electricity


PVTDV-G
present value of a TDV unit of gas


ΔTDVE
TDV of electricity 


ΔTDVG
TDV of gas


A 30-year lifecycle was used as per the LCC methodology for residential and non-residential hot water system measures. LCC calculations were completed for two building prototypes (low-rise and high-rise multifamily buildings), in all sixteen (16) climate zones.


2.1.5 Stakeholder Meeting Process


All of the main approaches, assumptions and methods of analysis used in this proposal were presented at the Residential Stakeholder Meetings held on April 12th and May 13th, 2011, at the UC Davis Beuhler Alumni and Visitor Center, in Davis, CA.

At the meetings, the CASE team presented the methodology and analysis and asks for feedback on the proposed language and analysis thus far. Presentation materials and meeting notes, along with a summary of outstanding questions and issues are distributed using MyEmma meeting planning services.


In addition to the Stakeholder Meeting, two Stakeholder Work Sessions covering specific technical issues related to domestic hot water in multifamily building were held on October 13th, 2010, and January 13th, 2011. 


A record of the Stakeholder Meeting presentations, summaries and other supporting documents can be found at www.calcodesgroup.com.  


2.2 Methodology for Multifamily Solar Water Heating

2.2.1 Data Collection


The purpose of the data collection efforts was to gather supporting information on the following aspects of solar water heating application for multifamily buildings:

· Solar water heating technologies and market conditions

· System performance simulation tools and simulation inputs

· Installed system costs and maintenance assumptions 

· Solar water heating ready components

Literature Review


To understand where California stands in terms of multifamily buildings solar water heating installations, HMG conducted literature review to collect data on available solar water heating system types and current market conditions. Detailed market condition include current practices, prevalent system types, installed system costs, and potential market barriers. Resources reviewed included the latest CEUS data, incentive program documents, and literature available from various domestic and international organizations. Resources reviewed are described in detail in Section 3.2.3 with citations in the Bibliography section.

HMG carried out research to select an appropriate modeling method and software tool for evaluating solar water heating performance. The software tools examined spanned across research-level physical-principle based modeling tools, highly specialized tools for system design purposes and comprehensive tools used to assess comparative performance between energy efficiency measures. 


To identify components of making multifamily building solar water heating ready, HMG then reviewed existing guidelines and languages established in other jurisdictions and other interested agencies to promote the deployment of solar water heating technology. These included criteria/checklists from various green building rating systems and various established ordinances or guidelines developed by industry groups.

Industry Surveys and Interviews

In addition to data collected through literature review, HMG conducted targeted surveys to solicit further inputs from solar water heating equipment manufacturers, system designers and installers with multifamily system experience. An online survey tool was developed with questions regarding market conditions, tools utilized for system performance assessment and sizing, designs considerations and market barriers (A copy of the survey tool is provided in Appendix 6.5).   

Following the survey efforts, HMG conducted pointed phone interviews with a selective number of survey participants, mostly solar water heating system designers and installers, to seek inputs regarding components of making multifamily buildings solar water heating ready to substantially reduce the future cost of installing a solar water heating system. Interviewees were also asked to provide information on installed system cost estimates and cost breakdown for new construction, current typical retrofit (without ready measure) and retrofit with ready measures scenarios to help assess cost benefits that were possible due to implementation of ready measures.

2.2.2 Energy Savings Simulation


To quantify the amount of energy savings from a solar water heating system, the team simulated the performance of typical solar water heating system configurations with the appropriate energy simulation software. Decisions on solar water heating system configurations and an appropriate simulation software were based on the results from the data collection process.

Selection of Simulation Software


To assess the potential energy savings possible with the installation of solar water heating systems, the team needed to first review the wide variety of software tools available for the purpose. For Title 24 compliance purpose, buildings presently can demonstrate compliance with the code through performance path by using a spreadsheet based solar fraction calculator if an SRCC OG-300 rated system is installed, or CEC’s version of f-Chart if SRCC OG-100 rated collectors are installed. 


The spreadsheet calculator for OG-300 systems uses a set of pre-defined inputs to calculate an annual solar fraction based on the building conditioned floor area, solar energy factor provided by the SRCC directory and a solar radiation table by the 16 California climate zones. However, this is not suitable for use on most multifamily buildings, as the largest rated systems in SRCC’s OG-300 directory with gas auxiliary has collector area of less than 250 ft2. The two prototype buildings used for the analysis have collector areas larger than 250 ft2.  Therefore, CEC’s version of f-Chart can be used to calculate an annual solar fraction, which then can be used as an input into calculation of water heating budget (Equation 1 and Equation 3).


In addition to what is currently used for demonstrating Title 24 compliance, the team also investigated the following tools: RETScreen, Solar Analysis Modeling (SAM) tool, TRNSYS, f-chart, PolySun and T-Sol. RETscreen developed by Natural Resource Canada, and SAM developed by National Renewable Energy Lab (NREL) are similar because they were both developed to help inform and prioritize between technology options. While RETScreen included both energy efficiency and renewable energy options, SAM features only renewable energy generation options. Although they are helpful in comparing various technology options in terms of energy performance and financial impact, they were not appropriate for our purpose because of their limited energy simulation capability.


Almost all survey respondents  identified using design tools such as PolySun and T-Sol (and other similar proprietary customized tools) for system sizing, performance and cost savings estimate purposes. These tools were not suitable for our analysis because  they  were not designed to provide accurate hourly energy performance of systems with different configurations and operational inputs.


The team explored TRNSYS and TRNSYS-based tools and decided that TRNSYS was the best fit for this study. Although requiring lots of modeling expertise and resources, TRNSYS would provide accurate hourly modeling results for specific inputs in regards to weather file, water draw, and a wide range of design parameters.

Figure 12
 compares the various TRNSYS based tools used for evaluation of solar water heating systems.


		

		TRNSYS based



		Tool

		SDHW

		f-Chart

		SAM



		Purpose

		Energy savings estimation

		Solar fraction for systems with OG-100 collectors

		Cost implication



		Application Type

		Res single family

		Res and Commercial

		Res and Commercial



		Input

		 

		 

		 



		Weather

		pre-defined US stations

		2008 version CA climate zones

		tmy2, tmy3 & epw files



		Water Draw Profile

		pre and user-defined

		built-in
(no shown through interface)

		pre and user-defined



		System Information

		 

		 

		 



		Type

		ICS and active glycol 
(area only)

		OG 100 certified collectors

		glazed flat plate 
(HWB eqn)



		Orientation

		√

		√

		√



		Piping

		√

		--

		--



		Layout

		√

		--

		--



		HX & Pump

		√

		--

		HX only



		Storage Tank

		√

		√

		√



		Auxiliary

		√

		--

		√



		Output

		 

		 

		 



		System E Output & Savings

		√

		Solar Fraction only

		√



		Feature

		 

		 

		 



		Parametric

		√

		--

		√



		Sensitivity

		--

		--

		√





Figure 12. Comparison between Various TRNSYS-based Tools

Building Prototype Development


The two building prototypes, a low-rise  and a high-rise multifamily building, are the same  as those two used for recirculation loop improvement investigation as described in 2.1.2 previously. 

Standard Base Case


The standard base case used as the baseline for energy use comparison was a domestic hot water system, as defined in 2008 Title 24 rules, with a recirculation loop and gas water heaters. The daily building hot water draw schedules were calculated according to Appendix E of the 2008 Residential ACM Manual. The principle equation used to calculate the hourly adjusted recovery load seen by the water heater is (2008 Residential ACM RE-1):




[image: image8.wmf]å


+


+


´


´


=


HJL


HRDL


SSM


DLM


HSEU


HARL




Equation 1

Where

HARL = hourly adjusted recovery load (Btu)


HSEU = hourly standard end use (Btu)


DLM = Distribution loss multiplier (unitless)


SSM = Solar Savings Multiplier (unitless), it is defined as the amount of the total hot water load that is not provided by solar hot water heating. Therefore, SSM = 1- SSF (2008 Residential ACM RE-1), where SSF is solar savings fraction and is tehe amount of total hot water load provided by solar hot water heating.

HRDL = Hourly recirculation distribution loss (Btu)


HJL = the tank surface losses of the unfired tank (Btu) 


In these base cases, the solar savings multiplier assumed the value of one, as all of the hourly standard end use (Btu) would have to be met by the gas water heater, in absence of a solar water heating system. Distribution loss multiplier (DLM) specifies distribution heat loss associated with pipes within dwelling units. It equals to one (1) in the standard base case and, therefore, it has no impact to system load. According to 2008 Title 24, the recirculation loop standard design includes a timer control. As proposed by this CASE study, the recirculation loop standard design should include a demand control and a dual-loop design. It should be noted that assumptions of recirculation controls and designs have little impact to solar savings multiplier (SSM). This is because the proposed solar water heating systems are designed to only meet system load associated with hot water draws, but not recirculation loop loss and the 2008 Title 24 ACM defines the SSM in the same way.

Hourly gas water heater energy use is calculated using the following equation (2008 Residential ACM RE-26):
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Equation 2 

Where


WHEU = Hourly fuel energy use of the water heating (Btu), adjusted for tank insulation


HARL = Hourly adjusted recovery load (Btu)


SBL = Total standby loss (Btu)

EFF = Efficiency (%) obtained from CEC Appliance Database or manufacturer literature.

Proposed Case 

Results obtained from the TRNSYS simulation runs were used to calculate the amount of energy harvested from the sun from a solar water heating system. The solar savings fraction (SSF) is calculated following the same equations as presented in the Standard Base Case section. Both the standard base case and proposed cases have the same hourly standard end use (HSEU) determined by draw schedule, supply temperature, and ground water temperature defined in the 2008 T24 Residential ACM Manual. Because solar water heaters are configured to only meet hot water draw loads, distribution system heat loss is not affected by solar water heaters. Difference in system gas energy consumption between the standard and proposed case, WHEU, is the solar energy gain from the solar water heating system. It is related to solar savings fraction as:
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Since SSMStandard = 1, 
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Equation 3

Knowledge gained from the data collection process of the study (through incentive program resources and online survey) helped us narrow down to a handful of typical system types (and their common configurations) and select the most fitting simulation tool. Detailed information on assumptions of the modeled system configurations which are not addressed in this section can be found in Appendix 6.8. With the expertise of our subcontractor, Thermal Energy System Specialists (TESS), the team defined three simulation input sets explained in the next section, Section 2.2.3. These simulation sets were crafted to map solar water heating system performance under different design conditions so that cost effective and technically feasible system design solutions can be identified.

· Performance Base Simulation: Four System Configurations in All Climate Zones

1. Active Glycol with External Heat Exchanger


2. Active Glycol with Immersed Heat Exchanger


3. Water Drainback


4. Forced Circulation (Open Loop)


· Permutation Simulation Phase I: Design Component Sizing

· Permutation Simulation Phase II: Collector Area Optimization

2.2.3 Simulation Approaches


This section explains the three different simulation input sets used to assess the energy performance of solar water heating systems of various configurations and under different design parameters.

Performance Base Simulation – System Configurations in All Climate Zones

To assess performance differences between the defined system configurations, we modeled the solar water heating system performance for two building prototypes in all 16 of California’s climate zones under a set of “default” design parameter values. There are three principal system design parameters considered in this study:


1. Collector sizing ratio: in unit of square footage collector area to the gallons per day daily demand of the building as calculated per Title 24 rules.

2. Solar tank sizing ratio: in unit of gallons of storage capacity per sq. ft. collector area , and

3. Auxiliary tank sizing ratio: also in unit of gallons of storage capacity per sq. ft. collector area.


More detailed assumptions and descriptions of the modeled systems can be found in Appendix 6.8, in addition to the following highlights:


· Pumping power based on 15 W/gpm representative of a standard pump (90% motor and 60% overall efficiency) pumping a 60/40 mixture of water/propylene glycol. 


· Double-wall heat exchanger with 0.4 effectiveness for water/glycol systems and single-wall heat exchanger with 0.5 for water/water systems.

Inputs defined for the performance base case simulations are shown in Figure 13. With the exception of the collector sizing ratio, the quantities depicted in the input table represent those of a typical multifamily sized solar water heating system. (The team later learned that collector size ratio of 1 is larger than physically feasible due to overheating issues). The team then utilized the comparative performance results between the different system configurations and climate zones as comparison basis to help process results obtained from the permutation phases to follow. 
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Figure 13. Performance Base Simluation Inputs  


Permutation Simulation Phase I - Design Component Sizing

After establishing the performance base case for the four system configurations, the team investigated the effects that each of the above-mentioned sizing parameters has on system performance in terms of auxiliary water heater gas energy saved. Therefore, one system configuration (active glycol with external heat exchanger) in one climate zone for one building prototype was chosen, and a set of permutation runs were defined with various collector, solar tank and auxiliary tank sizing, as shown in Figure 14. The ranges of design sizing parameters were determined based on review of data collected and the stakeholder meeting process which are explained later in the report. Specifically, the collector sizing range of 0.05, 0.1 and 0.3 was chosen initially as a result of literature review and feedback received from stakeholders.
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Figure 14. Permutation Simulation Phase I Inputs

Permutation Simulation Phase II - Collector Area Sizing Optimization


After review results from the first phase of permutation efforts, the team determined that it was necessary to further investigate the effect that collector sizing has on energy production of solar water heating system. Therefore, phase II of the permutation simulation runs were conducted with much of the same assumptions as were made in Phase I, with the exception of finer collector sizing increments to help discover the optimal collector sizing that will result in the most energy savings benefits on a per unit cost basis.
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Figure 15. Permutation Simulation Phase II Inputs

2.2.4 Cost Analysis


On the other side of the cost-effectiveness equation to the potential energy savings are the cost premiums associated with solar water heating systems. To facilitate the cost effectiveness analysis, the team generated cost estimates for


· Installed System Cost, and


· Maintenance Costs

This section lays out the resources considered and assumptions used to perform these cost estimates. The results of the analysis are provided in Section 3.2.6. 

Installed System Costs


Installed system costs of solar water heating systems should include solar equipment, labor and profit margin costs. However, this level of cost breakdown was not available or accessible in most of the resources the team identified. The three sources from which most cost data was gathered were: program data, RS Means cost book and stakeholder input. The team ultimately collected installed system costs as aggregate cost numbers, instead of costs by components (ex. equipment vs. labor vs. markup).

First, the team collected data from available solar water heating incentive program databases in California. The two sources of actual project data with installed system costs are the Solar Water Heating Pilot Program (Pilot Program) administered by the California Center for Sustainable Energy and the newly implemented California Solar Initiative – Thermal (CSI-Thermal) program for multifamily and commercial projects. Solar water heating system cost data is also available in RS Means cost data books. In addition, as points of reference, stakeholders provided high-level estimate on installed system cost estimate through the stakeholder meeting process and various interview efforts.

Maintenance Costs


To estimate general realistic maintenance costs, we needed both realistic maintenance schedules and costs associated with equipment-specific maintenance tasks.

Maintenance schedules are closely tied to equipment life, as equipment-specific maintenance tasks are performed at the end of equipment life. Stakeholder inputs and warranty requirements for EnergyStar residential solar water heating program were included and examined for the consideration of equipment life assumptions. 

For cost associated with various maintenance tasks, RS Means cost book was again utilized for labor cost estimate and industry stakeholders inputs were used for the number of hours and relevant equipment/material costs needed.

2.2.5 Cost Effectiveness Analysis

Two methods of LCC are presented below, as the solar water heating codes change proposals with and without energy savings should be evaluated on very different basis. 

LCC of Prescriptive Minimum Solar Fraction Requirement


The same lifecycle costing methodology described previously in Section 2.1.4  is used for the evaluation of the solar water heating portion of the study. A 30-year lifecycle was assumed for both the low-rise and high-rise prototype buildings, with the 30-yr Residential and 30-yr NonResidential TDV multipliers and present value factors used respectively.

Cost Effectiveness of Ready Measures


The basic idea of making a building solar water heating ready is based on the assumption that it would reduce cost of future installation while adding relatively little cost during the time of new construction if a building was designed with retrofitting of a solar water heating system in mind. Therefore, in addition to the potential energy cost savings benefits, there are also direct cost savings expected from the Ready portion of the solar water heating measure. 


To be prudent and avoid over-estimate of benefits resulting from the measure, the team decided to not account for the energy cost savings benefits in the cost-effectiveness calculation approach. The universal lifecycle cost methodology developed by the CEC for evaluation all codes and standards enhancement topics was thus not suitable for evaluation of the solar water heating ready measure. 


Instead, we proceeded to estimate the first costs needed to make a building solar water heating ready during the design phase and compare this with the potential cost savings possible when it comes the time for retrofitting for a solar water heating system. Naturally, not all buildings which are made solar water heating ready will decide to retrofit for it later. Therefore, it is crucial to determine what market penetration rate solar water heating may achieve within the measure life of 30 years. 


This is the main difference between the evaluation of other measure and this ready measure. While other measure with energy cost savings can be evaluated on a per building basis, the cost-effectiveness of this ready measure highly depends on just how much of the housing stock will decide to retrofit for solar water heating systems. 
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Equation 4

where 


Costready = additional cost to be ready, per building


MFtotal = total building stock in 2013


∆Costretrofit = cost savings when retrofitting a ready building (vs. a regular building), per building


MFretrofit = number of buildings that will retrofit for solar water heating ( the only unknown 


MFinstall = number of buildings that will install solar water heating during new construction; this number is neglected, since it is currently accounts for less than 1% of total MF housing stock.

FVMn year = future value multiplier n years between the solar ready home built and when solar is added later on.  Based on the future value of money at a 3% real discount rate.

Given the per building additional cost and the per building cost savings possible, we can calculate the minimum adoption rate (MFretrofit) required at the end of the measure life to allow positive cost-effectiveness but equating the additional cost now to the cost savings later. The team intended to collect these figures through the literature review and stakeholder interview/meeting process.

After finding this minimum cost-effective adoption rate, comparing this with various projected future penetration rates predicted by different resources will help the team assess whether making the building solar water heating ready is feasible or not depending on how closely the minimum adoption rate aligns with these projected penetration rates. 

2.2.6 Stakeholder Meeting Process


Approaches, assumptions and methods of analysis used for this portion of the study were again vetted via the previously mentioned stakeholder meeting process sponsored by the IOUs. 

At each of the meeting, the utilities’ CASE team presented the progress of analysis completed thus far, actively sought stakeholders inputs and feedbacks and compiled and distributed summary of discussion during the meeting, along with outstanding questions and issues.

A record of the stakeholder meeting and related supporting documents can be found at www.calcodes.com. Stakeholder meetings were held at the following locations and dates:


· First Solar Topic Stakeholder Meeting: April 2010, San Ramon Valley Conference Center, San Ramon, CA

· Second Solar Topic Stakeholder Meeting: November 2010, San Ramon Valley Conference Center, San Ramon, CA


· Third Solar Topic Stakeholder Meeting: April 2011, via webinar

An additional follow-up discussion was held via webinar on  January 11, 2011 to facilitate more in-depth discussion and solicit feedbacks.

3. Analysis and Results 


This section presents the analysis performed and results obtained using the methodologies described previously. Similar to the methodology section, presentation of the data collection results, energy savings and cost analysis for the DHW and Solar Water Heating parts of the study are presented separately. The major components  include:

MF DHW Improvements:


· DHW Recirculation Loop Controls

· DHW System Configuration


· Energy Savings Analysis

· Cost Analysis

Solar Water Heating:

· Solar Water Heating Technology 

· Market Penetration of Solar Water Heating


· Existing Solar Ready Regulations


· Energy Savings Analysis

· Cost Analysis

Cost effectiveness results combining elements of all these considered measures are presented in a single LCC results section to demonstrate and compare the combined energy and cost savings implications of all the related multifamily DHW measures.

3.1 Analysis and Results for Recirculation Loop Improvements

This section provides detailed market study and analysis results for DHW recirculation loop improvements.

3.1.1 Data Collection/Market Study


This CASE was developed based on the PIER multifamily DHW system study, which provided the following data sets to support the development of the proposed changes:


· General central DHW system configurations, recirculation loop designs, and controls collected through on-site DHW system inspection of 50 multi-family buildings.

· DHW system performance monitoring and analysis data, along with general building characteristics, from 32 multi-family building. The field monitoring studies measured cold water supply temperature and flow, hot water supply temperature and flow, and hot water return temperature and flow. Monitoring periods vary from one month to more than one year based on permission by the building owners and operators. Performance data were logged in 30-second intervals.


· Detailed on-site monitoring and analysis of recirculation control technology performance in 9 multi-family buildings. Timer control, demand control, and temperature modulation control were installed and study. In addition to water temperatures and flows measurements, natural gas consumptions were monitored. Detailed recirculation loop designs were obtained from the building plans as well on-site inspection.  Monitoring periods lasted for more than one year at each site. Performance data were logged in 30-second intervals. Performance monitoring results and detailed recirculation loop designs from four (4) building sites were used to validate the DHW recirculation loop model. 

· Multi-year DHW system continuous monitoring data collection by the EDC Technology from 50 multi-family buildings. All of these systems have a combined temperature modulation control and remote continuous monitoring.


The PIER multifamily DHW system study developed an energy flow analysis method, which calculates major DHW system energy flow components using field measurement data. Figure 5 presents the average DWH system energy flow breakdown based on field performance study results of all buildings studied by the PIER research. DHW system performance in different buildings vary drastically from building to building. As shown in Figure 16. Recirculation loop heat loss can represent from 9% to 63% of the total system gas energy input.
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Figure 16 Multifamily DHW System Performance Statistics

DHW system overall energy consumption strongly depends on the distribution network configurations, and is also influenced by different operational parameters, including hot water draw patterns, ambient temperatures and supply temperatures. The former parameters keep changing throughout the year, while the latter may vary due to building manager behavior.

DHW Recirculation Loop Controls

Several control technologies can be used to reduce recirculation loop heat loss in central DHW systems without sacrificing hot water delivery services. These technologies either control recirculation pump operation or modulate hot water supply temperatures. This study focuses on the demand control and temperature modulation control. The PIER study investigated energy savings potential of time controls, but the field results indicated that timer control with recirculation pump being turned off for extended period of time is not suitable for multifamily buildings, since hot water demand can be expected throughout the day in multi-family buildings. 

Temperature modulation devices lower the temperature at times when hot water demand is expected to be low. Recirculation pumps are not controlled by temperature modulation controls. Some versions of temperature modulation devices use fixed temperature control schedules, while others can automatically adjust control schedules based on measured draw patterns. Manufacturers of temperature modulation technologies include:


· EDC Technology


· Pro-Temp Controls

· Heat-Timer Corporation 

Figure 17 depicts the temperature pattern of a combined temperature modulation with monitoring control. In this particular example, the supply temperature was allowed to drop by 15˚F at night when the demand was low, compared to its setting during high demand hours. In practical applications, temperature modulation settings depend on specific temperature modulation technology and building operation requirements. This control does not change recirculation pump operation.
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Figure 17 Example of Monitored Temperature Modulation Operation

Demand control technologies control recirculation pump operation based on hot water demand. Some demand control technologies also incorporate recirculation pump controls based on hot water return temperature measurement. These controls only switch the recirculation pump on when hot water demand is detected and the hot water return temperature is below a threshold. In other words, the recirculation pump is kept off if there is no hot water demand or the water temperature in the hot water pipes is deemed to be warm enough (above a threshold value set by the control). In recirculation systems, hot water demand is usually detected by a flow sensor installed on the cold water supply pipe. Manufacturers of demand control technologies include:

· Enovative Group


· Taco 

· Uponor

· Advanced Conservation Technology Distribution

Figure 18 shows the temperature and water flow profiles under demand control. Since hot water demand exists throughout the day, the pump operation is determined by return temperature (Temperature HWR). The measurement shows the control threshold setting was slightly below 100˚F. The figure also shows the effect of pipe cool down after recirculation pump was turned off (reflected by the measurement of recirculation flow, the bright green curve).
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Figure 18 Example of Monitored Demand Control Operation

Recirculation control technologies save energy by reducing recirculation pipe heat loss, either by reducing  temperatures of water flow in the loop (temperature modulation) or by letting recirculation pipes to cool down without water flow (demand control). Demand controls also provide pump energy savings. The PIER research indicated that energy savings could be accurately assessed through heat transfer analysis instead of through simple comparison of system gas consumption with and without controls, because large variations in daily hot water usages often offset impact by controls. 

A continuous monitoring system monitors different operation parameters of the DHW system and automatically provides system operation status and malfunction updates to system operators. Although it does not actively control DHW system operations, it can help building maintenance personal to properly operate the DHW system without potentially using excessively high supply temperatures, which is a common way used by building operators to solve DHW system performance issues without knowing system operation details.

Despite promotion of recirculation system controls by utility incentive programs, market penetrations of demand control and temperature modulation technologies are still very low. Out of the total 50 buildings visited by the PIER field study, only one building had a temperature modulation control and five buildings had a demand control and all six buildings were built before 1985. 


Since 2005, Title 24 standards mandate recirculation systems to have a control capable of automatically turning off the recirculation pump. The residential ACM Appendix E- Water Heating Calculation Method provides energy savings credit for timer control based on the assumption that timer controls turn off recirculation pumps from 10 PM to 5 AM everyday. As indicated above, PIER field studies and stakeholder feedbacks indicated that this assumption was not valid. The existing Title 24 requirements do not recognize energy savings by demand controls and temperature modulation controls. 

DHW System Configurations

In addition to system performance monitoring, the PIER study investigated multifamily building recirculation system designs. For each building, where DHW system field performance monitoring was conducted, the project team gathered information on water heating systems, recirculation loop configuration, and pipe insulation. For buildings, where recirculation controls were studied, they carefully studied recirculation loop configurations in terms of pipe locations, lengths, diameters, and insulation levels according to both building plans and site inspection. The CASE study further investigated general recirculation loop design practices by reviewing building plans available from utility multifamily programs.

In general, both the PIER study and further CASE study efforts found that multifamily DHW distribution network can have various configurations. Although building shape determines the general locations of the recirculation loop, the pipe routes had a wide range of variation even with similar building shapes. The CASE study interviewed several mechanical system designers who designed the building DHW systems, which were investigated by the CASE study. The CASE team found that there is no industry guideline on DHW distribution system designs. Most of those systems were designed based on designers’ experience and some of those were based on hydronic heating distribution designs. 

As pipe heating loss is directly correlated with pipe surface areas, detailed recirculation configurations have to be considered in understanding DHW distribution system performance. The PIER study conducted in-depth performance analysis and modeling using field monitoring data from four buildings, whose recirculation loop configurations were also carefully examined. The four buildings had very different recirculation loop designs and drastically different measured performance. The building performance data were used to test the general principle and accuracy of the recirculation loop performance model so that it can be applied to a broad range of designs. Figure 19 summarized recirculation loop configurations of the four buildings and  Figure 20 to Figure 23 illustrate the corresponding loop structures. 

Site 1 has a relatively complex recirculation layout. The mechanical room is located in the garage and the recirculation loop was split to serve two parts of the building. The recirculation loop serves the front of the building (part on the right in the figure), while the other serves the part located on top of the garage (left part on the figure). The first loop is routed through the second floor, and the fourth floor. The second loop is routed through garage ceiling, the second floor, and the fourth floor. 

Site 2 shows an example of a simple recirculation loop. The mechanical room is located on the third floor (top floor) and the loop piping is routed through the second floor ceiling. This configuration reduces the length of the unit distribution branches, the longest one being two floors long. The hot water supply main line branches right after the mechanical room and serves all of one side of the building, which is centered, around a courtyard. When the hot water supply lines reach the opposite side of the building, they become hot water return lines, which merge before returning to the mechanical room. 

Site 3 has the recirculation loop located in the garage ceiling space with long branches going from the recirculation loop to dwelling units above. Site 4 has a very similar arrangement but with several secondary loops.  

		Site ID

		Recirculation Loop Location

		Total Loop Length (ft)

		Insulation

		Supply

		Return



		

		

		

		

		Length (ft)

		Diameter (inch)

		Length (ft)

		Diameter (inch)



		Site 1- 
SFD

		Garage (ground floor), second and third floor

		1009

		Fiber glass


1 inch

		516

		2.

		493

		1



		Site 2- 
SAM

		Ceiling of second floor

		897

		Fiber glass


1 inch

		575

		2

		322

		0.75



		Site 3- 
SFF

		Garage

		437

		Fiber glass


1 inch

		218

		2

		219

		1



		Site 4- 
SFH

		Garage

		1391

		Fiber glass


1 inch

		678

		2

		713

		0.75





Figure 19 Summary  of Recirculation Loop Systems
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Figure 20. Site 1 - SFD

[image: image23.png]





Figure 21. Site 2 - SAM
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Figure 22. Site 3 - SFF
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Figure 23 Site 4 - SFH


3.1.2 Energy Savings Analysis


Energy savings from control technologies and recirculation loop design improvement were evaluated using a multifamily DHW recirculation loop performance model developed by the PIER research and validated by the CASE study.


PIER Multi-family DHW System Recirculation Loop Performance Model

The PIER Multifamily DHW System Recirculation Loop Performance Model was developed to assess the recirculation system performance under different control schedules and operating conditions. It allows users to provide specific custom recirculation loop designs, including those with split-loop configurations. The Water and Space Heating CASE study provides a detailed description of the modeling method and the associated proposed ACM algorithms.  In general, the model assesses heat loss of each pipe section along the recirculation loop. Pipe heat losses are modeled in two different modes, pipe with water flow and pipe without water flow, which represent two different heat transfer  processes. In the first mode, water flow in the pipe maintains pipe temperature at a relatively stable level so that the heat loss is also stable. The exact pipe temperature and heat loss are modeled using heat transfer principles with consideration of pipe section supply temperature, flow rate, pipe diameter, ambient temperature, and insulation conditions. In the second mode, without water flows, pipe heat loss leads to steady reduction of water and pipe temperature so that pipe heat loss gradually slows down. The long the water flow is stopped, the lower the pipe temperature will be, and the less the pipe heat loss would be. Heat loss rate is a time-dependent value and is modeled based on the lump-capacitance heat transfer method. Heat transfer mode for each pipe section depends on hot water draw schedule, control schedule, and relative location of pipe section in the loop. The relative locations of pipe sections are used by the model pass flow and temperature information between connected pipe sections. The PIER model assesses overall system performance through model integration of all pipe sections. 

This model was successfully validated with field measurement data for all control scenarios. As shown in appendix 6.3, for four significantly different buildings and recirculation loop designs, the modeled and measured values of recirculation loop heat loss and total system energy consumptions were very close to each other.

The model is implemented as an EXCEL tool. Some screenshots of the tool are shown in in appendix 6.4. The first step is to specify the central DHW system designs including  recirculation loop pipe sections (pipe length, diameter, insulation thickness, and location), recirculation flow rate, pump power, and water heater efficiency. System operation schedule is then specified from a list of default choices or from a customer schedule. The operation schedule includes specifications of hot water supply temperature and pump status (on or off) for each time step. For the demand control, in order to model the intermittent pump operation, each hour is broken down into two uneven time steps. The pump is on during the first time step, which is usually short. The exact duration of the time step depends on return pipe volume and recirculation flow rate. The second time step lasts the remaining of the hour when the pump is off. The model incorporate Title 24 ACM draw schedule and weather data and can also use customer draw schedule and weather data. For model validation, we used field measured hot water draw patterns and operation schedules. 

The model produces detailed hourly system performance data, such as hot water temperatures of each pipe sections and system energy (natural gas and electricity) consumptions. TDV energy consumptions are calculated accordingly using the new TDV values for 2013 Title 24 development.


Energy Analysis Assumptions


The Water and Space heating CASE study developed a set ACM algorithms based on the PIER recirculation loop model. In order to make the compliance process more practical, the proposed ACM algorithm only requires the recirculation loop to be modeled as six pipe sections, with three hot water supply sections and three hot water return sections. This CASE study followed the proposed ACM algorithms by using a six-section recirculation model to estimate energy savings.


General DHW system operation conditions are based on the Title 24 residential ACM Appendix E, including hot water draw schedule, ground water temperature (cold water supply temperature), and hot water supply temperature (135°F). Indoor temperature was assumed to be 72°F.


Control schedule assumptions are shown in Figure 24 through Figure 27. Each day were broken into forty-eight (48) time intervals (two per hour). For temperature modulation and continuous monitoring, time intervals are uniform with each at 30 minutes. Temperature modulation control was assumed to reduce the supply temperature by 10°F from 1 am to 5 am to with one-hour transitions at 12pm and 6am. Continuous monitoring benefits were modeled by lowering the supply temperature by 5°F, as explained in the previous section. The combined temperature modulation and continuous monitoring control were assumed to achieve the effects of both controls as shown in Figure 24 and Figure 25.


As explained above, demand controls have varying time step intervals, with successive pump on/pump off sequences. Figure 26 and Figure 27. present the pump operation schedule for the low-rise and high-rise prototype buildings used in CASE study. 

		Step Index

		Time Interval (min)

		Pump On/Off

		How Water Supply Temperature (°F)



		

		

		

		Temperature Modulation

		Continuous Monitoring

		Temperature Modulation + Continuous Monitoring



		1 

		30

		On

		125

		130

		120



		2

		30

		On

		125

		130

		120



		3

		30

		On

		125

		130

		120



		4

		30

		On

		125

		130

		120



		5

		30

		On

		125

		130

		120



		6

		30

		On

		125

		130

		120



		7

		30

		On

		125

		130

		120



		8

		30

		On

		125

		130

		120



		9

		30

		On

		125

		130

		120



		10

		30

		On

		125

		130

		120



		11

		30

		On

		130

		130

		125



		12

		30

		On

		130

		130

		125



		13

		30

		On

		135

		130

		130



		14

		30

		On

		135

		130

		130



		15

		30

		On

		135

		130

		130



		16

		30

		On

		135

		130

		130



		17

		30

		On

		135

		130

		130



		18

		30

		On

		135

		130

		130



		19

		30

		On

		135

		130

		130



		20

		30

		On

		135

		130

		130



		21

		30

		On

		135

		130

		130



		22

		30

		On

		135

		130

		130



		23

		30

		On

		135

		130

		130



		24

		30

		On

		135

		130

		130





Figure 24. Control Schedule for Temperature Modulation and Continuous Monitoring (Part 1)


		Step Index

		Time Interval (min)

		Pump On/Off

		How Water Supply Temperature (°F)



		

		

		

		Temperature Modulation

		Continuous Monitoring

		Temperature Modulation + Continuous Monitoring



		25

		30

		On

		135

		130

		130



		26

		30

		On

		135

		130

		130



		27

		30

		On

		135

		130

		130



		28

		30

		On

		135

		130

		130



		29

		30

		On

		135

		130

		130



		30

		30

		On

		135

		130

		130



		31

		30

		On

		135

		130

		130



		32

		30

		On

		135

		130

		130



		33

		30

		On

		135

		130

		130



		34

		30

		On

		135

		130

		130



		35

		30

		On

		135

		130

		130



		36

		30

		On

		135

		130

		130



		37

		30

		On

		135

		130

		130



		38

		30

		On

		135

		130

		130



		39

		30

		On

		135

		130

		130



		40

		30

		On

		135

		130

		130



		41

		30

		On

		135

		130

		130



		42

		30

		On

		135

		130

		130



		43

		30

		On

		135

		130

		130



		44

		30

		On

		135

		130

		130



		45

		30

		On

		135

		130

		130



		46

		30

		On

		135

		130

		130



		47

		30

		On

		130

		130

		125



		48

		30

		On

		130

		130

		125





Figure 25 Control Schedule for Temperature Modulation and Continuous Monitoring (Part 2)


		Step Index

		Pump On/Off

		Hot Water Supply Temperature (°F)

		Time Interval (min)



		

		

		

		Low-rise

		High-rise



		

		

		

		Demand Control (Default Design)

		Demand Control (Optimized Design)

		Demand Control (Default Design)

		Demand Control (Optimized Design)



		1 

		On

		135

		14.8

		7.4

		22.6

		11.3



		2

		Off

		135

		45.2

		52.6

		37.4

		48.7



		3

		On

		135

		14.8

		7.4

		22.6

		11.3



		4

		Off

		135

		45.2

		52.6

		37.4

		48.7



		5

		On

		135

		14.8

		7.4

		22.6

		11.3



		6

		Off

		135

		45.2

		52.6

		37.4

		48.7



		7

		On

		135

		14.8

		7.4

		22.6

		11.3



		8

		Off

		135

		45.2

		52.6

		37.4

		48.7



		9

		On

		135

		14.8

		7.4

		22.6

		11.3



		10

		Off

		135

		45.2

		52.6

		37.4

		48.7



		11

		On

		135

		14.8

		7.4

		22.6

		11.3



		12

		Off

		135

		45.2

		52.6

		37.4

		48.7



		13

		On

		135

		14.8

		7.4

		22.6

		11.3



		14

		Off

		135

		45.2

		52.6

		37.4

		48.7



		15

		On

		135

		14.8

		7.4

		22.6

		11.3



		16

		Off

		135

		45.2

		52.6

		37.4

		48.7



		17

		On

		135

		14.8

		7.4

		22.6

		11.3



		18

		Off

		135

		45.2

		52.6

		37.4

		48.7



		19

		On

		135

		14.8

		7.4

		22.6

		11.3



		20

		Off

		135

		45.2

		52.6

		37.4

		48.7



		21

		On

		135

		14.8

		7.4

		22.6

		11.3



		22

		Off

		135

		45.2

		52.6

		37.4

		48.7



		23

		On

		135

		14.8

		7.4

		22.6

		11.3



		24

		Off

		135

		45.2

		52.6

		37.4

		48.7





Figure 26 Control Schedule for Demand Control (Part 1)


		Step Index

		Pump On/Off

		Hot Water Supply Temperature (°F)

		Time Interval (min)



		

		

		

		Low-rise

		High-rise



		

		

		

		Demand Control (Default Design)

		Demand Control (Optimized Design)

		Demand Control (Default Design)

		Demand Control (Optimized Design)



		25

		On

		135

		14.8

		7.4

		22.6

		11.3



		26

		Off

		135

		45.2

		52.6

		37.4

		48.7



		27

		On

		135

		14.8

		7.4

		22.6

		11.3



		28

		Off

		135

		45.2

		52.6

		37.4

		48.7



		29

		On

		135

		14.8

		7.4

		22.6

		11.3



		30

		Off

		135

		45.2

		52.6

		37.4

		48.7



		31

		On

		135

		14.8

		7.4

		22.6

		11.3



		32

		Off

		135

		45.2

		52.6

		37.4

		48.7



		33

		On

		135

		14.8

		7.4

		22.6

		11.3



		34

		Off

		135

		45.2

		52.6

		37.4

		48.7



		35

		On

		135

		14.8

		7.4

		22.6

		11.3



		36

		Off

		135

		45.2

		52.6

		37.4

		48.7



		37

		On

		135

		14.8

		7.4

		22.6

		11.3



		38

		Off

		135

		45.2

		52.6

		37.4

		48.7



		39

		On

		135

		14.8

		7.4

		22.6

		11.3



		40

		Off

		135

		45.2

		52.6

		37.4

		48.7



		41

		On

		135

		14.8

		7.4

		22.6

		11.3



		42

		Off

		135

		45.2

		52.6

		37.4

		48.7



		43

		On

		135

		14.8

		7.4

		22.6

		11.3



		44

		Off

		135

		45.2

		52.6

		37.4

		48.7



		45

		On

		135

		14.8

		7.4

		22.6

		11.3



		46

		Off

		135

		45.2

		52.6

		37.4

		48.7



		47

		On

		135

		14.8

		7.4

		22.6

		11.3



		48

		Off

		135

		45.2

		52.6

		37.4

		48.7





Figure 27 Control Schedule for Demand Control (Part 2)

3.1.3 Energy Savings Results


Figure 28 presents the energy savings from different recirculation loop control technologies, averaged across all climate zones. Energy savings for each climate zone are presented in the appendix 6.1. Electricity consumption reductions are due to decreased pump operation, and hence only occur with demand controls. The electricity savings are not climate-zone sensitive. The natural gas savings show little sensitivity to the different climate zones, as most of the distribution network is assumed to be located in conditioned spaces. 


The combination of temperature modulation and continuous monitoring yields twice as much gas savings than temperature modulation only or continuous monitoring only, while demand control savings yields two and a half times more savings than temperature modulation only. Demand savings estimates are based on the average pump time off during an hour under demand control scheme.

		Control Technology

		Low-rise

		High-rise



		

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)



		Temperature Modulation

		0

		0

		405

		0

		0

		535



		Continuous Monitoring

		0

		0

		461

		0

		0

		771



		Temperature Modulation + Continuous Monitoring

		0

		0

		785

		0

		0

		1199



		Demand Control

		1228

		0.140

		1014

		2035

		0.233

		1255





Figure 28 Control Energy Savings


3.1.4 Cost Analysis


This CASE study proposes the prescriptive requirements of installation of demand controls. Based on interview with manufacturers, demand control equipment cost about $1000 for each recirculation loop system and installation cost is about $200. The lifetime for demand control is about 15 years. As a result, for the 30-year LCC analysis, a demand control is assumed to be installed twice, one in the first year and one in the sixteenth year.

Both optimized design and default design recirculation loop piping material cost were calculated using detailed recirculation system design, which breaks the piping into different sections depending on pipe diameter, which decrease along the recirculation loop (and is related to the number of units by section). Each section cost was estimated using copper pipe type L price per linear foot summarized in Figure 29. Neither incremental installation nor maintenance costs were considered, as the total length of piping is similar in both cases, leading to similar labor cost, and usually no maintenance is performed after installation. The cost of each design, as well as the incremental cost of the design improvement is shown in Figure 30. For both low-rise and high-rise building, this incremental cost is significant. 


		Pipe Diameter

		Price ($/ft)



		0.75

		3.65



		1

		5.40



		1.25

		7.78



		1.5

		9.85



		2

		19.08



		2.5

		29.84



		3

		34.43



		3.5

		49.95





Figure 29 Copper Piping Type L Cost ($/ft) for different pipe diameter

		Recirculation System Configuration

		Low-rise

		High-rise



		Default

		$9,785

		$18,300



		Optimized

		$7,625

		$10,407



		Optimized Incremental Cost

		$(2,159)

		$(7,892)





Figure 30 Recirculation Configuration Cost


3.2 Analysis and Results for Solar Water Heating

This section presents results from our data collection efforts and savings analysis for multi-family solar water heating.

3.2.1 Solar Water Heating Technology


Solar water heating systems are made up of components which collector solar heat, store solar heat, delivers hot water, control the operation and protect the system again freezing. Understanding in basic system components, their functions and how system performances are currently evaluated helps the team make informed decision on the simulation software and ultimately define system configurations and inputs for the simulation runs.


For harvesting solar energy, various types of collectors are available on the market. The most common types of collectors are flat plate collectors. Collectors are rated by the Solar Ratings Certification Corporation (SRCC), and included in SRCC’s OG-100 database. Technical specifications included in the database include daily energy harvesting potential of the given panel at various inlet and outlet working fluid temperature differences, the dimension of the collectors, pressure drop across the collectors and collector efficiency as a function of collector temperature amongst other technical quantities.


For the storage of solar energy, unheated solar water tanks or electric or gas water heating tanks can be employed. To deliver the collected and stored energy where it is needed, components such as heat transfer fluid (water vs. glycol or air), pumps, pipes and heat exchangers are necessary. Control equipment driven by temperature differential, PV or time is needed to determine when sufficient solar energy is available to be transferred into the domestic water heating system, .


Lastly, for prevention of fluid freezing and resulting damage to the collector, various strategies can be applied. These include the use drainback tanks, continuous water flow, freeze prevention valves (mostly in colder weather than California) or recirculation of working fluid with lower freeze point such as propylene glycol. More detailed descriptions and schematics of freeze protection strategies are included in the market condition section of the report.


Inter-related to the system components, solar water heating systems may be categorized in many different ways, in additional to the type of collectors used. Some common distinctions include: 


· Unglazed liquid, glazed liquid vs. air collector types, depend on the collector work fluid


· Open vs. close system type, depending on whether the collector loop and the water heater loop are the same where the working water also is served to the end user


· Active vs. passive system types, depending on the pumping method


· Active systems are those with active pumping for circulation and/or freeze protection


· Passive systems include: thermosyphon and  integrated collector storage (ICS) 

· Freeze protection: automatic mechanism (automatic draining, antifreeze fluids, thermal mass, sometimes with manual draining capability or recirculation loop)


Besides satisfying the domestic hot water use, solar water heating system, especially the larger multifamily sized systems, are often coupled with hydronic space heating as well. The study only considered solar water heating for offsetting the domestic water heating budget, not space heating.

3.2.2 Current Title 24 Requirements


There are currently no requirements for installing solar water heating systems for multifamily buildings in California. However, solar water heating is required for new state buildings and residential buildings with certain features. 


In terms of requiring solar water heating installation for larger buildings, the state set a precedent by adding the mandatory requirement in Section 113(c)6, which requires that new state buildings to provides at least 60 % of the water heating energy from site solar energy or recovered energy. To satisfy this requirement, systems and/or collectors must be certified by the Solar Rating and Certification Corporation (SRCC). This section of the code also states that the requirement may be omitted when deemed economically or physical infeasible, which left much of the requirement up to interpretation.


Furthermore, for single family buildings that wish to demonstrate compliance using Component Package C (for buildings with electric-resistance space heating), Title 24 requires that the primary water heating may be electric-resistance only if the water heater is located within the building envelope, and a minimum of 25% of water heating energy is provided by a solar system. However, since this minimum solar water heating requirement appears only as a footnote to the Component Package table, the team suspects and it is confirmed via the RASS database, that there is relatively low compliance in the market. Another CASE topic, Single-Family and Specialty Commercial Solar Water Heating, explores the opportunity of requiring a higher solar fraction requirement for electric resistance water heating in low-rise residential buildings and possibility of clarifying this minimum requirement in the code to increase the installation of solar systems.

3.2.3 Market Condition of Solar Water Heating Systems


National


There are a wide variety of solar collectors available on the market today. US Energy Information Administration’s annual report on the manufacturing activities provides a snapshot of the domestic distribution of solar thermal collectors. The more-relevant collector type here is the “Medium-Temperature” type, which the EIA defines as having working fluid temperature of 140-180°F. Within medium-temperature collector types, flat-plate collectors are over 75% of the market share. 


		Market Sector/

End Use

		Type



		

		Low-Temperature

		Medium-Temperature

		High-Temperature



		

		Liquid/Air

		Air

		Liquid

		Parabolic Dish/

Trough



		

		Metallic and Nonmetallic

		

		ICS/

Thermo-


siphon

		Flat-Plate (Pumped)

		Evacuated Tube

		Concen-


trator

		



		Market Sector

		 

		 

		 

		 

		 

		 

		 



		 Residential

		8,423

		17

		134

		1,466

		199

		-

		-



		 Commercial

		526

		4

		7

		278

		123

		26

		10



		 Industrial

		11

		-

		-

		27

		1

		-

		594



		 Electric Power

		-

		-

		-

		-

		-

		-

		374



		 Transportation

		-

		-

		-

		-

		-

		-

		-



		U.S. Total

		8,959

		21

		141

		1,771

		324

		26

		978



		 

		 

		 

		 

		 

		 

		 

		 



		End Use

		 

		 

		 

		 

		 

		 

		 



		 Pool Heating

		8,882

		-

		-

		47

		5

		-

		-



		 Hot Water

		7

		5

		141

		1,553

		286

		-

		-



		 Space Heating

		61

		14

		-

		70

		5

		-

		-



		 Space Cooling

		-

		s

		-

		-

		-

		-

		10



		 Combined Space and Water Heating

		9

		2

		-

		100

		27

		-

		-



		 Process Heating

		-

		-

		-

		2

		-

		11

		594



		 Electricity Generation

		-

		-

		-

		-

		-

		15

		374



		U.S. Total

		8,959

		21

		141

		1,771

		324

		26

		978





Figure 31 Domestic Shipment of Solar Thermal Collectors in 2009 (in 1000s of ft2) 

Figure 31 also sheds light on market condition in terms of market sector and end use. The upper portion of the table shows that by market sector, residential uses account for 83% of the flat-plate collectors. By end use, approximately 87% of flat plate collectors are used for domestic water heating purposes. Low temperature collectors are typically used for swimming pools and approximately 5 times as much area is sold.  High temperature collectors are typically used for making steam for electricity production or industrial uses and the market share is approximately half that of medium temperature collectors.

Aligned with the trend of renewed interest in solar water heating applications, the federal government enacted a capped Federal investment tax credit of 30% in 2005, and extending this to an uncapped version in 2008 and lasting until 2016 to encourage the use of solar water heating in residential buildings
. 

California


There are a number of resources the team examined to study the solar water heating market for multifamily buildings in California. The 2009 Residential Appliance Saturation Study (RASS) conducted by KEMA indicates that current market penetration of solar water heating in multifamily buildings is just below 1% (Figure 32). 


		Building Population

		Year

		Building Population

		Solar Water Heating

		Solar Space Heating

		Total Solar



		Apt Condo 2-4 Units

		2009

		872,492

		7,939

		30,223

		38,162



		

		

		

		0.9%

		3.5%

		4.37%



		Apt Condo 5+ Units

		2009

		2,007,514

		16,814

		21,537

		38,351



		

		

		

		0.8%

		1.1%

		1.91%





Figure 32. Solar Water Heating Penetration Rate in Apartments/Condos


In terms of program resources, there have been two major incentive programs in California to stimulate the wide adaptation of solar water heating systems in buildings. Namely, they are the Solar Water Heating Pilot Program and its successor, the California Solar Initiate- Solar Water Heating Program (CSI-Thermal), an  incentive program with dedicated funding specifically for single family,  multifamily and commercial buildings. 

Available program resources were invaluable to help paint a picture of the solar water heating market in California, as they offered various reports and databases of participating projects with information on market condition, penetration, costs  and barriers.

The Pilot Program was an 18-month incentive program implemented in the Sempra territory and administered by the California Center for Sustainable Energy. It started in July 2007 and California Public Utilities Commission intended to use the Pilot Program to inform the creation of the $250 million statewide CSI-Thermal in accordance with provisions established by Assembly Bill 1470.

Shortly after the Pilot Program and upon CPUC’s review and approval of the cost-effectiveness pilot program, CSI-Thermal program was created and started  in 2010. The program goal states that 64% of the incentive amount would be allocated for gas-displacing solar water heating systems, and 60% of the total incentive amount would be for multifamily/commercial projects. Much of the decision on this study’s simulation efforts presented in the rest of the results and analysis section was based on data from these two programs. For our CASE analysis we utilized data from the two incentive programs.  We consulted the program handbook and calculation tool for simulation efforts, we utilized the database for system cost info and stakeholder recruitment and engagement process. 

In addition to reviewing data available from the programs, we also developed a survey tool targeting solar equipment manufacturers, designers and installers to collector information on market condition. The online survey questions (Appendix 6.5) spanned across prevalent system configurations, design (sizing and economic analysis) tool selection, breakdown between single vs. multifamily, new vs. retrofit projects, design consideration for different climate zones and specific to multifamily sized projects and market barriers. 


Market Breakdown


The team aimed to determine prevalent solar system configurations in California to focus the simulation efforts. The  program data and our survey results provided consistent information on system type (Figure 33).

While only residents in Sempra Utilities service area were eligible to participate in the Pilot Program and there were only fifteen multifamily/commercial projects, the applicant system type breakdown chart below showed that water drainback was the dominant system types installed. In contrast, both responses to our survey tool and the CSI-Thermal database indicated that active glycol was the most popular, followed by water drainback, and there were few installations of forced circulation (water) systems. We suspect that differences between the two data sources stem from the fact that the Pilot Program covered only the southernmost part of the state with lesser degree of need for freeze protection. The few installations reported for forced circulation systems in the survey is reflective of the exclusion of forced circulation system type in the newly implemented CSI-Thermal program.

		Data Source

		Survey Participants
(Sample Population)

		System Type



		

		

		Water Drainback

		Active Glycol

		Forced Circulation 



		Online Survey 

		Solar equipment manufacturers, designers and installers (10)

		20%

		78%

		< 1%



		CCSE Pilot Program

		MF projects in Sempra service territory (20)

		11

		3

		6



		CSI-Thermal

		MF projects in the entire state (~40)

		~ 10%

		> 90%

		Not allowed





Figure 33. System Configuration Breakcdown

- Survey Results and Program Resources


Based on the data collected via reviewing program resources, results from our survey efforts and to continue the synergy between the CSI-Thermal program’s and our simulation work, the team narrowed our simulation and cost-effectiveness analysis down to these four system configurations:


1. Active Glycol with External Heat Exchanger

2. Active Glycol with Immersed Heat Exchanger


3. Water Drainback


4. Forced Circulation (Open Loop)


It should be noted that the last system configuration, forced circulation, is not allowed in the CSI-Thermal program due to possible freezing issues, pending conclusion drawn from further technical assessment. The decision of including this system type in our study was based on its possibly sizable market share in the southern, warmer part of the state and the consideration of its possible inclusion in incentive programs in the future.


Market Barriers


The most informative resource in terms of identifying major market barriers to solar water heating technology in California is the interim evaluation report to the Pilot Program, authored by Itron. The major market barriers included large upfront installation cost, general lack of both public knowledge and experience in solar water heating installers. 


These findings were confirmed by our survey results as well. When asked to rank a number of possible market barriers, the overall economics (high first cost, long payback) of solar water heating was overwhelmingly identified as the number one barrier, followed by lack of knowledge in technology in general public. 


		

		Market Barrier Ranking Options



		 

		Lack of knowledge on technology in general public

		Equipment availability

		Lack of trained installers

		Overall economics (long payback period, low life-cycle cost savings, etc.)



		Average
Ranking

		1.89

		4.00

		2.56

		1.56





Figure 34. Online Survey Results: Market Barriers Ranking


Out of the nine responses received, four of them also identified the lack of space in the mechanical room for solar equipment as a common issue encountered with multifamily sized solar water heating projects. The competition on roof space with photovoltaic was mentioned by one respondent.

3.2.4 Existing Solar Ready Regulations and Voluntary Codes


Recognizing that solar water heating has been adopted more widely in some parts of the world, the team started researching for relevant solar ready measures by reviewing literatures from organizations such as the Intelligent Energy, Europe and Solar Thermal Ordinances website by  Solar Thermal Industry Federation (ESTIF) and Natural Resources Canada (NR Canada). Each of these organization had documents with recommendations on how to approach and construct the solar thermal ready ordinances and examples. A few common ideas mentioned included linking solar installation requirement to solar savings fraction (% heating budget). However, lining solar installation requirement to minimum collector area was not recommended in generally because it may adversely encourage lower performance collectors.

The team also examined the rating criteria of GreenPoint Rated for Multifamily buildings and LEED 2009 for new and retrofit. Out of the 100 points possible for the GreenPoint Rated scale, 4 possible points are allocated for installation of solar hot water system to preheat domestic hot water to satisfy at least 40% of the water heating load. There was also once a point given for pre-plumbing for solar water heating. Proposed update to ASHRAE 189.1 Renewable sections were reviewed as well. However, while considering requirement on renewable electric generation in terms of generation density (kWh/m2) and total roof area (m2), the version of ASHRAE 189.1 proposal last reviewed did not include any provision on solar water heating. LEED 2009 criteria yielded a similar story. The 7 points available (out of 100 total) in the renewable energy section were all given for installation of renewable electricity generation depending on the percentage of load satisfied by the installed PV system. 


On a domestic level, NREL developed a Solar Ready Planning Guide to provide guidance, including a check list (ref appendix) on items to pay special attention to when designing solar ready requirements. On the safety side, the team, along with the other photovoltaic-related topic authors reviewed the Roof Fire Access document by California Department of Forestry and Fire Protection, Office of the State Fire Marshal. (ref appendix) The team considered local ordinances from cities such as Portland, San Rafael and Chula Vista. While these local ordinances were useful in identifying the type of measures and language structure of making building solar water heating ready, almost all the specifications of these requirement were specific to single family buildings. 


Industry stakeholders were asked to provide ideas on solar ready measures and possible sizing rules and guidance through direct phone interviews and the codes and standards enhancement stakeholder meeting process. Combining the results of the literature review and feedbacks received from industry stakeholders, here is a summary list of possible solar ready measures, roughly in the order of importance noted:


· Roof space reservation


· Room in/around boiler room for solar storage tank


· Pre-plumbing of water piping


· Pre conduit for electrical connections for controller and pumps


· Roof truss load 


The team, along with the rest of the solar topic CASE authors, investigated the feasibility of each of the measures, and the development of each of the measure is discussed below to support the decision of inclusion/exclusion into the suite of solar water heating measures proposed.


Adequate Roof Space for Collectors


Adequate roof space for both solar thermal collectors and photovoltaic panels  is one of the first things system designers advocate for when considering making a building ready, there was little hesitation on including this measure. The main task in crafting this measure is in regards to specifying and quantifying the requirement. The requirement could be defined in a number of ways


· Specifying the collector sizing ratio according to the daily hot water demand, in ft2 area per gal/day demand, calculated from a targeted solar savings ratio, OR


· Specifying the percentage of total roof area, again calculated from a targeted solar savings ratio


Specifying the collector area percentage directly may be desirable because it is more easily verified by building officials during inspection. However, this approach does not account for the variation of collector area need with number of stories and thus building footprint and roof area available. The team decided to pursue the route of defining solar water heating ready by specifying the percentage of total roof area needed to be reserved. The team would also largely adopt requirements regarding shading and orientation from the existing CSI-Thermal program guidelines/calculation rules, as much resources and thoughts were invested and there is great synergy between our efforts.


Adequate Space for Solar Water Heating Equipment


The concern regarding adequate space for future installation of solar water heating system is mainly on the room for the solar tank, as it is the equipment with the largest footprint within the system. Many of the solar water heating system designers pointed this out during our interviews as a major difficulty. While it is not essential to have the solar tank located within the boiler room, it is greatly helpful to plan out and reserve the space for the solar tank within or near the boiler room where the auxiliary heater or system is located. If located outside of the boiler room, it was suggested that a requirement for an external concrete pad to be installed. The team estimated the cost associated with housing the solar tank inside the boiler room in the Energy Savings section because this is likely to be the more cost option.


Pre-Plumbing and Pre-Conduit for SWH System


As mentioned earlier, almost all of the literature sources reviewed included specific (though different) requirements on how to pre-plumb and install pre-conduit or chase to facilitate future electric needs associated with solar water heating systems. However, major challenges exist on the development of general, easily followed and verified yet still useful requirements for this purpose. after surveying the various techniques and existing requirements and communication with industry stakeholders, the team decided to pursue this idea by requiring the pre-plumbing and pre-conduit routes to be specified and market on the plans instead of requiring actual installation. This decision is mainly based on feedback from stakeholders concerns over incompatible pre-pluming and conduit being installed, since future technology development is difficult to predict. In addition, mapping out the plumbing and conduit route accomplishes the goal of avoiding inefficient or difficult plumbing and conduit paths in the future without risking the danger of installing infrastructure which may be technology specific.


Sufficient Roof Truss Load


Various literature sources cited roof truss load requirement of additional capacity of approximately 5 lb/ft2 (to mainly account for load from a solar tank) and occasionally requirement for wind load analysis. The team determined that most multifamily buildings in compliance of the building structural code already have sufficient roof truss capacity to withstand resulting loads from solar water heating equipment. In addition, a more appropriate place for design guidelines such as this one would be the Title 24 residential manual instead of the code language itself. 

3.2.5 Energy Savings


This section presents simulation results, in terms of annual gas and electric savings, time dependent valued (TDV) kBtu savings and their corresponding present value energy cost savings. 

Performance Base Simulation


The purpose of this part of the simulation results was to differentiate between the performance of various SHW system configurations, and the California climate zones while keeping all SHW system sizing parameters constant. Trends observed from these performance base results was applied to simulation results obtained in the permutation runs described in Sections “Permutation Simulation Phase I - Design Component Sizing” and “Permutation Simulation Phase II - Collector Area Sizing Optimization.” 


Comparison of a Single System Type across Climate Zones


Figure 35 presents energy savings results for the low-rise prototype with a water drainback solar water heating system using design inputs presented in Figure 13. Results for all system configurations  for both low-rise and high-rise prototypes are presented in appendix  6.7. 

		Climate Zone

		City

		Electricity Use

		Natural Gas Savings

		TDV Electricity Savings

		TDV Gas Savings

		PV of Energy Cost Savings

		Solar Savings Fraction



		 

		 

		(kwh/yr)

		(Therms
/yr)

		(TDV kBTU)

		(TDV kBTU)

		(PV$)

		(%)



		1. Arcata

		5,474

		3,300

		(114,299)

		511,900

		68,860

		62%



		2. Santa Rosa

		5,567

		3,844

		(114,115)

		597,224

		83,669

		76%



		3. Oakland

		5,564

		3,857

		(114,389)

		600,601

		84,206

		76%



		4. San Jose Reid

		5,575

		3,918

		(113,844)

		612,780

		86,410

		79%



		5. Santa Maria

		5,635

		4,220

		(115,582)

		668,214

		95,709

		84%



		6. Torrance

		5,599

		4,048

		(114,666)

		642,471

		91,410

		84%



		7. San Diego

		5,602

		4,087

		(114,364)

		651,980

		93,109

		86%



		8. Fullerton

		5,584

		3,971

		(113,863)

		629,745

		89,345

		84%



		9. Burbank-Glendale

		5,571

		3,922

		(113,209)

		622,344

		88,176

		84%



		10. Riverside

		5,580

		3,955

		(113,364)

		628,724

		89,254

		85%



		11. Red Bluff

		5,531

		3,687

		(112,458)

		574,770

		80,067

		76%



		12. Sacramento

		5,521

		3,672

		(112,416)

		567,993

		78,901

		75%



		13. Fresno

		5,498

		3,464

		(111,503)

		536,705

		73,640

		75%



		14. Palmdale

		5,614

		4,214

		(113,631)

		671,054

		96,539

		88%



		15. Palm Springs

		5,533

		3,688

		(111,838)

		590,794

		82,949

		92%



		16. Blue Canyon

		5,574

		4,069

		(113,581)

		636,802

		90,616

		74%





Figure 35. Energy Savings and Solar Fractions of Base Performance Runs 
- Low-Rise Multifamily Prototype, Water Drainback System


A few observations can be made when examining these energy savings and solar savings fraction results. First, when  we convert the electricity use from the solar pumps from kWh to therms for comparison purpose, the electricity use negates roughly 5% of the natural gas savings across the climate zones. However, after converting the raw energy savings to TDV kBtu saving, the TDV electricity savings (negative denotes increase in usage)  becomes nearly 20% of the TDV gas savings since electricity usage during the day when solar water heating systems would be active is largely penalized when evaluated on the TDV basis. The present value of energy cost savings column (second to last) is simply the sum of the TDV electricity and gas savings figures multiplied by a $/TDV kBtu scalar number.


In terms of solar savings fractions, climate zones 7,10,14 and 15 exhibited the highest values while climate zone 1 yielded a substantially lower savings fraction. This trend in CZ 10, 14, 15 and CZ 1 appeared logical, as the first three climate zones have very high solar insolation levels , and CZ 1 has a relatively low solar insolation level. However, it may be surprising to some that other zones with high insolation level as well, such as CZ 12 and 13 (Fresno and Sacramento), did not display higher solar fraction savings. This may be explained by examining the Title 24 monthly cold water inlet temperatures for these climate zones (Figure 36).


The cold water inlet temperature values are colored to visually highlight the temperature variations between months within each climate zone. As evident in the table, CZ 11 and 12  both exhibit large temperature variations between the winter and summer months. Physically, this implies that with the same amount of collector areas, during the summer months when the most solar insolation level is available, the end use water heating energy budget (which is proportional to the temperature difference between the fixed hot water supply temperature of 135°F and the cold water inlet temperature) is also the lowest. The opposite is also true, during the winter months, the low insolation level and the high end use water heating energy demand also coincide. This mismatch between the solar resources availability and the end use water heating energy demand is the reason behind the relatively low solar savings fraction for climate zones with large cold water temperature variations between months.  
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1 Arcada 52.2 51.5 51.4 51.8 53.1 54.5 55.6 56.4 56.4 55.8 54.7 53.4


3 Oakland 55.1 54.1 54 54.5 56.5 58.5 60.3 61.4 61.5 60.6 58.9 56.9


7 SD Coastal 60.1 59.1 59 59.5 61.5 63.4 65.2 66.2 66.3 65.5 63.8 61.9


10 Riverside 59.4 57.6 57.4 58.3 61.8 65.2 68.2 70.1 70.2 68.7 65.8 62.4


11 Fresno 54.9 52.4 52.2 53.4 58.2 63 67.2 69.8 70 67.9 63.8 59.2


12 Sacramento 54.6 52.5 52.3 53.3 57.3 61.3 64.8 67 67.2 65.4 62 58.1


Climate 
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Figure 36. Cold Water Inlet Tempratures by Climate Zone

Comparison across System Configurations in a Single Climate Zone


Compiling and plotting the solar savings fractions for each prototype building and all climate zones (Low-rise results are shown in Figure 37; high-rise results in Appendix 6.7.1), it is clear that for the input parameters defined, water drainback configuration produces the highest solar savings fractions, followed by forced circulation and active glycol (with both external and immersed HX) configurations in general. Simulation results for a system with evacuated tube type collectors are also plotted below for comparison. With the same sizing criteria, evacuated tube system exhibits performance similar to that of a water drainback system and forced circulation system.
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Figure 37. Solar Savings Fractions for Various Configurations 


- Low-rise Multifamily Prototype, All Climate Zones


Figure 38 displays the performance differences between the system configurations in terms of percentage difference from solar savings fraction of the active glycol (external HX) configuration. For the system sizing and prototype building defined, water drainback systems had solar fractions almost 4% higher than their active glycol (external HX) counterparts. As this CASE study aims to investigate the feasibility of solar water heating technology for use in multifamily buildings and establish a bottom line in terms of minimum solar savings fractions, we decided to use  the active glycol (external HX) as the default baseline system, while keeping in mind that systems with higher performance in terms of solar savings fractions are certainly achievable. Note that although the modeled active glycol (immersed HX) exhibits slightly lower performance than the chosen default baseline, active glycol (external HX), it is much less common for multifamily-sized systems because immersed type heat exchange built in the storage heaters become less practical for solar water heating systems of large sizes.

		Climate Zone

		City

		Active Glycol (immersed HX)

		Water Drainback

		Forced Circulation



		

		

		

		

		



		1. Arcata

		-2.7%

		6.1%

		4.6%



		2. Santa Rosa

		-0.1%

		3.8%

		2.1%



		3. Oakland

		-0.5%

		4.0%

		2.8%



		4. San Jose Reid

		-0.1%

		3.7%

		1.6%



		5. Santa Maria

		-0.4%

		3.8%

		2.4%



		6. Torrance

		-0.6%

		4.0%

		2.9%



		7. San Diego

		-0.2%

		3.9%

		2.9%



		8. Fullerton

		0.0%

		3.8%

		2.8%



		9. Burbank-Glendale

		0.1%

		3.6%

		2.8%



		10. Riverside

		-0.1%

		3.5%

		2.5%



		11. Red Bluff

		0.0%

		3.7%

		2.2%



		12. Sacramento 

		0.2%

		3.4%

		2.2%



		13. Fresno

		0.1%

		3.5%

		2.2%



		14. Palmdale

		-0.1%

		3.4%

		0.7%



		15. Palm Springs

		-0.2%

		2.6%

		2.0%



		16. Blue Canyon

		-0.3%

		4.3%

		-0.9%



		Average

		-0.3%

		3.8%

		2.2%





Figure 38. Percentage Differences in Solar Savings Fractions 

Relative to Active Glycol System (external HX)

- Low-rise Prototypes, All Climate Zones


Permutation Simulation Phase I


This phase of the simulation effort focuses on investigating the performance differences with varying combination of design parameter sizing. Again, the three sizing parameters identified by the team are collector sizing, solar tank sizing and the auxiliary tank water heating sizing. We will also provide an overview on the effect that collector tilt and orientation have on solar water heating system performance. The following equation is used for calculation of daily hot water consumption for each dwelling unit:
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Where


GPD = average daily hot water consumption, gallons


CFA = conditioned floor area of the dwelling unit, sqft


Solar Water Tank and Auxiliary Tank Sizing


The results from the permutation runs defined by input set Figure 14 are displayed below. We performed permutation runs with four collector sizing, three solar tank sizing and three auxiliary tank gas heater sizing – for a total of thirty-six runs. 


All runs for this and the next permutation phases of the analysis were conducted with one system configuration in the same climate zone and for one prototype building. Active glycol system configuration, Climate Zone 10 and low-rise prototype was chosen because active glycol was the configuration with the highest market penetration rate while the highest number of low-rise buildings are expected to be built in climate zone 10 in year 2013. Keeping all other variables but the design parameters constant is essential for discerning these performance differences.  


		

		Input

		Results



		 

		Collector Sizing

		Solar Tank Sizing

		Aux Tank Sizing

		Increased Electricity Consump-
tion

		Natural Gas Savings

		TDV Electricity Savings

		TDV Gas Savings

		PV of Energy Cost Savings

		Solar Savings Fraction



		Run Index

		sf per 
gal/day

		gal per
gal/day

		gal per
gal/day

		(kwh/yr)

		(Therms/yr)

		(TDV kBTU)

		(TDV kBTU)

		(PV$)

		(%)



		#1

		0.05

		1

		0.5

		171

		141

		(4,167)

		20,354

		$  2,804

		3.04%



		#2

		0.05

		1

		1

		174

		144

		(4,260)

		20,776

		$  2,860

		3.10%



		#3

		0.05

		1

		1.5

		175

		143

		(4,292)

		20,494

		$  2,806

		3.07%



		#4

		0.05

		1.5

		0.5

		170

		144

		(4,138)

		20,814

		$  2,888

		3.10%



		#5

		0.05

		1.5

		1

		173

		146

		(4,216)

		21,077

		$  2,920

		3.14%



		#6

		0.05

		1.5

		1.5

		174

		144

		(4,249)

		20,765

		$  2,860

		3.10%



		#7

		0.05

		2

		0.5

		171

		147

		(4,138)

		21,286

		$  2,970

		3.16%



		#8

		0.05

		2

		1

		173

		148

		(4,205)

		21,411

		$  2,980

		3.19%



		#9

		0.05

		2

		1.5

		174

		146

		(4,237)

		21,058

		$  2,913

		3.14%



		#10

		0.1

		1

		0.5

		330

		496

		(7,966)

		75,646

		$11,721

		10.67%



		#11

		0.1

		1

		1

		332

		500

		(8,041)

		76,105

		$11,788

		10.74%



		#12

		0.1

		1

		1.5

		333

		496

		(8,066)

		75,464

		$11,673

		10.66%



		#13

		0.1

		1.5

		0.5

		331

		509

		(7,972)

		77,713

		$12,078

		10.95%



		#14

		0.1

		1.5

		1

		333

		511

		(8,030)

		77,850

		$12,092

		10.98%



		#15

		0.1

		1.5

		1.5

		333

		506

		(8,050)

		77,097

		$11,958

		10.88%



		#16

		0.1

		2

		0.5

		333

		521

		(8,012)

		79,563

		$12,392

		11.20%



		#17

		0.1

		2

		1

		334

		521

		(8,059)

		79,450

		$12,364

		11.19%



		#18

		0.1

		2

		1.5

		335

		516

		(8,078)

		78,677

		$12,227

		11.09%



		#19

		0.3

		1

		0.5

		936

		1,714

		(22,307)

		265,710

		$42,155

		36.84%



		#20

		0.3

		1

		1

		937

		1,692

		(22,314)

		262,090

		$41,526

		36.36%



		#21

		0.3

		1

		1.5

		937

		1,677

		(22,327)

		259,614

		$41,095

		36.04%



		#22

		0.3

		1.5

		0.5

		948

		1,824

		(22,683)

		282,810

		$45,051

		39.20%



		#23

		0.3

		1.5

		1

		948

		1,799

		(22,685)

		278,829

		$44,361

		38.66%



		#24

		0.3

		1.5

		1.5

		948

		1,782

		(22,691)

		276,160

		$43,898

		38.31%



		#25

		0.3

		2

		0.5

		950

		1,868

		(22,840)

		290,018

		$46,272

		40.15%



		#26

		0.3

		2

		1

		950

		1,844

		(22,845)

		286,165

		$45,604

		39.63%



		#27

		0.3

		2

		1.5

		951

		1,828

		(22,860)

		283,589

		$45,155

		39.30%



		#28

		1

		1

		0.5

		2,109

		3,826

		(41,887)

		607,570

		$97,970

		82.25%



		#29

		1

		1

		1

		2,127

		3,820

		(42,313)

		606,116

		$97,644

		82.11%



		#30

		1

		1

		1.5

		2,139

		3,814

		(42,661)

		604,810

		$97,358

		81.99%



		#31

		1

		1.5

		0.5

		2,031

		3,932

		(47,350)

		624,007

		$99,870

		84.51%



		#32

		1

		1.5

		1

		2,035

		3,924

		(46,114)

		622,303

		$99,789

		84.35%



		#33

		1

		1.5

		1.5

		2,046

		3,915

		(46,278)

		620,393

		$99,430

		84.16%



		#34

		1

		2

		0.5

		2,035

		3,910

		(44,661)

		621,092

		$99,831

		84.05%



		#35

		1

		2

		1

		2,047

		3,892

		(45,180)

		617,810

		$99,173

		83.66%



		#36

		1

		2

		1.5

		2,059

		3,882

		(45,681)

		615,763

		$98,731

		83.45%





Figure 39. Energy Savings and Solar Savings Fractions with Varying Parameter Sizings 
- Active Glycol (external HX), CZ 10, Low-rise Prototype 


Figure 39 illustrates that by solar savings fractions, there is natural grouping at each of the collector sizing values, 0.05, 0.1, 0.3 and 1 ft2 per gal/day (think bordered). While solar tank and auxiliary tank sizing contribute to slight variations (within 2%) in the resulting solar savings fractions, collector sizing has by far the most impact on the performance of solar water heating systems. Within each  collector sizing ratio group , the highest solar savings fractions (pink highlighted) occurred with 


· Solar tank sizing of 1.5 gal per gal/day demand and 


· Auxiliary tank sizing of 0.5-1 gal per gal/day demand: 1for the lower collector sizing ratio range and  0.5 for the higher collector ratio. 


Plotting the runs with fixed solar tank and auxiliary tank ratios of 1 (yellow highlighted rows  in Figure 40), we observed in Figure 40 that the solar savings fractions are largely proportional to the collector sizing ratio. Furthermore, there appeared to be a tapering effect with increasing collector sizing ratio, implying diminishing returns in terms of solar savings fractions towards larger collector sizing ratio. Accounting for  installed system costs, the asymptotic curve suggests that a cost effective collector sizing ratio range may exist for each system configuration. These preliminary results prompted the team to carry out further permutation runs in the next simulation phase to explore the complete effects of collector sizing ratio on solar savings fractions and ultimately determine cost-effective solar water heating system configurations and sizing.  
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Figure 40. Solar Savings Fractions vs. Collector Sizing Ratio 


- Active Glycol (external HX), CZ10, Low-rise Prototype


Collector Tilt and Orientation Effects


Similar to solar tank and auxiliary tank sizing ratio, the tilt and orientation of collectors also have secondary effects on the performance of solar water heating systems. Since, all of the simulation runs conducted for this study had the default 4:12 (18.4°) tilt and 180° (due south) orientation, we utilized simulation results from another CASE proposal efforts, Solar Ready Homes and Solar Oriented Development, to demonstrate collector tilt and orientation effects. 


Figure 41 displays the solar orientation factors (in percentages of maximum solar water heating system energy output) variation with collector tilt range between 0:12 to 8:12 (33.7° from horizontal) and orientation of 90° (due East) to 180° (due West). Although these simulations results were obtained using single family homes assumptions, the relative effects on performance of solar water heating system remain applicable..

Not surprisingly, optimal orientation occurs at 180° (due South) with 10% performance degradation limits at 120° and 150°. Also, examining across each row in Figure 41,  performance differences on the order of magnitude of 12% are possible between a 3:12 (14.0° from horizontal) to 8:12 collector tilt. However, it is important to remember that optimal collector tilt for solar water heating systems will vary depending on the latitude of the climate zone; the higher the latitude, the higher the optimal collector tilt.

		Orientation

		Collector Tilt



		

		0:12

		3:12

		5:12

		8:12



		90 (E)

		70%

		71%

		72%

		72%



		120

		70%

		80%

		85%

		89%



		150

		70%

		85%

		91%

		95%



		165

		70%

		87%

		94%

		99%



		180 (S)

		70%

		87%

		85%

		100%



		195

		70%

		87%

		94%

		100%



		210

		70%

		86%

		82%

		98%



		240

		70%

		80%

		85%

		89%



		270 (W)

		70%

		71%

		72%

		72%





Figure 41. Solar Orientation Factors vs. Collector Tilt and Orientation
- CZ 1, Single Family House

Permutation Simulation Phase II


The last part of the permutation runs were conducted with the goal of determining cost-effective solar water heating collector sizing ratio range. Five representative climate zones were targeted to capture the range of weather conditions present across the state. CZ 3,12,7,10 represent respectively the northern coastal, northern inland, southern coastal and southern inland areas of the state geography. CZ 1(Arcata) was also included to represent a worst-case scenario in terms of solar radiation level. 


For each of the climate zones, solar water heating systems with collector sizing range between 0.1 and 0.8 (inputs in Figure 15) yielded the energy savings and solar savings fractions results plotted in Figure 42 and Figure 43 below. As expected, CZ 1 consistently has the lowest solar savings fractions of all five zones over the entire collector size range. The two northern zones, CZ 3 and 12, exhibit lower solar savings fractions than the two southern zones, CZ 7 and 10. Most interestingly, within each of the geographic groups (northern and southern), the inland climate zones, CZ 12 and 10, illustrate trends which are much curvier while the values at the lowest and highest collector sizing ratio remain roughly the same as their coastal counterparts. This “curvy” behavior is again a manifestation of the law of diminishing returns, and the effects are more pronounced in climate zones with higher solar insolation levels (Inland area, typically). The reverse can be observed, as the increase in solar savings fraction for CZ 1 (the most bottom curve) appears almost linear with increasing collector sizing ratio.


[image: image31.emf]0%


10%


20%


30%


40%


50%


60%


70%


80%


0.00 0.10 0.20 0.30 0.40 0.50 0.60 0.70 0.80 0.90 1.00


Solar Fraction


Collector Sizing Ratio (sqft collector/ gal/day)


1 Arcata


3 Oakland


7 SD Coastal


10 Riverside


12 Sacramento




Figure 42. Solar Savings Fractions over a Completel Range of Collector Sizing Ratio
- Various Climate Zones, Low-rise Prototype


		Building
Prototype

		Collector Sizing

		Electricity Savings

		Natural Gas Savings

		TDV Electricity Savings

		TDV Gas Savings

		Base Code:
PV of Energy Cost Savings

		Reach Code: 
PV of Energy Cost Savings



		

		sf per 
gal/day

		(kwh/yr)

		(Therms/yr)

		(TDV kBTU)

		(TDV kBTU)

		(PV$)

		(PV$)



		Low-rise

		0.1

		332

		500

		(8,041)

		76,105

		$11,788

		$15,790



		Low-rise

		0.2

		638

		1,137

		(15,303)

		175,242

		$27,699

		$37,059



		Low-rise

		0.3

		937

		1,692

		(22,314)

		262,090

		$41,526

		$55,550



		Low-rise

		0.4

		1,223

		2,222

		(29,077)

		345,192

		$54,747

		$73,231



		Low-rise

		0.5

		1,460

		2,676

		(33,437)

		417,279

		$66,477

		$88,898



		Low-rise

		0.6

		1,642

		3,005

		(35,936)

		470,551

		$75,270

		$100,633



		Low-rise

		0.7

		1,783

		3,270

		(37,602)

		514,518

		$82,596

		$110,404



		Low-rise

		0.8

		1,909

		3,488

		(39,312)

		550,812

		$88,586

		$118,398



		High-rise

		0.1

		596

		754

		(14,442)

		113,413

		$15,241

		$20,823



		High-rise

		0.2

		1,219

		2,073

		(29,233)

		318,698

		$44,575

		$60,732



		High-rise

		0.3

		1,828

		3,206

		(43,602)

		495,875

		$69,646

		$94,864



		High-rise

		0.4

		2,411

		4,305

		(57,327)

		668,160

		$94,062

		$128,102



		High-rise

		0.5

		2,901

		5,242

		(66,626)

		816,588

		$115,487

		$157,231



		High-rise

		0.6

		3,265

		5,948

		(71,605)

		931,161

		$132,363

		$180,146



		High-rise

		0.7

		3,564

		6,490

		(75,191)

		1,020,478

		$145,565

		$198,067



		High-rise

		0.8

		3,831

		6,931

		(79,079)

		1,093,796

		$156,256

		$212,594





Figure 43. Energy Savings vs. Collector Sizing Ratio w/ Base and Reach TDV
- CZ 10, Low-rise and High-rise Prototypes

the simulated solar savings fraction curve for CZ 10 (Riverside) for a low-rise prototype building is shown in Figure 44. The graph allows us to more closely examine the relationship between solar savings fraction as a function of collector sizing ratio in climate zones with higher solar insolation level. Judging from the curve, the most drastic slope change occurs between collector sizing ratio of 0.5 to 0.6. This suggests that from a purely performance point of view (that is, if installation and maintenance costs of a solar water heating system remain linear to the collector square footage), a solar water heating system in the specified climate zone and size should be designed with an optimal solar savings fraction of 0.5 and 0.6.
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Figure 44. Solar Savings Fraction vs. Collector Sizing Ratio
- High Solar Insolation case: CZ 10, Low-rise Prototype


3.2.6 Cost and Cost Savings


This section presents findings on cost figures needed to conduct life cycle cost analysis for the proposed measures. These include installed system costs for solar water heating systems, associated maintenance and replacement costs and costs associated with implementing solar ready measures.

Installed System Costs


The team tried three sources for gathering installed system cost numbers: RS Means, industry stakeholder input and incentive program data. RS Means Costworks 2010 provides installed system costs of solar water heating systems with detailed cost component break down, including material and labor costs associated with each of the system components. The RS Means estimates were only available for systems with up to four 3’x7’ collectors, well below what is needed for the multifamily building prototypes defined in this study. Therefore, this data source is deemed not suitable for multi-family solar water heating applications. For reference, a 4-collector system with black chrome collectors was estimated to cost around $12,000 to install based on the selection of system components included. 


The team conducted a number of phone interviews to solicit information on cost and cost structure breakdown from individual solar water heating system designers/installers. However, this method was proven not to be effective, since in addition to a general lack of willingness to disclose sales-related figures, interviewees also pointed out that it is difficult to provide generalized estimates when many variables could come into play. 


During the stakeholder meeting process, it was agreed upon that even though there exists a wide variety of solar water heating system possibilities, defining installed system cost as a function of collector area makes the most sense, as collector area dictates the energy harvesting potential of a system. Some stakeholders suggested that $150/ ft2 of collector area was a reasonable rule of thumb for estimating installed system costs. This relatively conservative figure (on the high end) includes overhead and profit on top of material and labor costs.  .  


The third channel of installed system cost numbers came from available applicant data from the Solar Water Heating Pilot Program (Pilot Program) and the newly implemented California Solar Initiative – Thermal (CSI-Thermal) program for multifamily and commercial projects (previously described in 3.2.3). The CSI-Thermal program provided the most comprehensive and latest solar water heating system costs based on actual multi-family/commercial projects.  Over 103 participating projects across these programs were plotted to generate the cost trend lines depicted in Figure 45. These projects include a wide range of multi-family buildings with different building sizes. The solar system costs largely correlate with collector area, but can have large variations. The $150/ ft2 of collector area, as suggested by some stakeholders, represents the up bound of the cost range. The average cost, as shown by the trend line in Figure 1, was used for the CASE study analysis.  The team decided to, with stakeholder consensus, break up the data sets into two brackets: projects with below and above 700 ft2 of collector area sizing. The main reason for such a division was to reflect the economy of scale effect in that some equipment and overhead cost are not sensitive to system costs. The break  point, 700 ft2, was determined by conducting trend line analysis and determining the division value yielded the highest R2 numbers. The slopes of the trend lines for systems with collector area below and above 700 ft2 are 112 and 107 respectively, demonstrating the effect of economy of scale at larger system sizes. 
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Figure 45. Installed System Costs vs. Collector Area

Maintenance Costs


The team interviewed a number of solar water heating system designers/installers for typical assumptions on maintenance schedule and labor hours needed. For costs associated with various maintenance tasks, RS Means cost book was utilized for labor cost estimates and interview results were used for the number of labor hours and relevant equipment/material costs needed. 


These interview results, vetted through our stakeholder meeting process, formed the basis for the component life expectancy assumptions shown in Figure 46 that were used for generating cost figures associated with maintenance in our cost effectiveness study. During one of the IOU stakeholder meetings (presentation and notes are available on http://www.h-m-g.com/T24/Solar/solar.htm), a representative from California Solar Energy  Industries Society (CalSEIA)  expressed the opinion that these life expectancy assumptions seem to be on the conservative side from industry standpoint.


		Component

		Life Expectancy (yr)

		Replacement Schedule during 30 yr



		Collector

		20

		Once at yr 21st, include 50% of replacement cost



		Solar Tank

		15

		Once at yr 16th



		Motor and Pump

		10

		Twice at yr 11th, 21st



		Controller

		20

		Once at 21st



		Heat Transfer Fluid Check

		1

		21 times at all other yrs when fluid check & replacement is not performed



		Heat Transfer Fluid Check & Replacement

		3

		9 times at yr 4th,7th,10th, 13th, 16th, 19th, 22nd, 25th and 28th





 Figure 46. Component Life Expectancy

During each component replacement, a full replacement cost was included, not just maintenance cost (as in fixing existing equipment). The team’s assumption on cost figures was conservative (on the high end) as well. No likely future reductions in cost were factored into our analysis. In other words, we assumed the same costs will be paid in 10 or 20 years from now as someone is paying now for equipment replacement 


The issue of warranty versus measure life was raised during the CEC pre-rulemaking workshop. As suggested during the workshop, the team further investigated typical equipment warranties. However, warranties were not used for the measure life assumptions. Equipment warranty denotes the amount of time manufacturers are legally responsible for the operation of equipment sold, whereas measure life assumptions for lifecycle cost considerations represent realistic useful equipment life instead. The two concepts are different and should not be mixed.


To earn EnergyStar’s new residential solar water heating program label, solar water heating systems must be SRCC OC-300 certified, achieve minimum solar savings fraction of 0.5, and have the following warranties: 10 years on solar collector, 6 years on storage tank, 2 years on controls and 1 year for piping and parts. Solar designers/installers interviewed by the team said that the industry standard for solar collectors  is a 10 year warranty (consistent with CSI-Thermal program requirement), and 1-3 year warranties for the rest of the system components. 


The resulting present value maintenance costs for solar water heating for our defined low-rise and high-rise building prototypes with various collector sizing ratios are shown in Figure 47.

Figure 47Figure 47. PV of Maintenance Costs at Various Collector Sizing Ratios
- Low-rise and High-rise Prototypes

Cost and Cost Savings Associated with Solar Water Heating Ready Measures

As described in Section 3.2.4, the team narrowed the proposed solar water heating ready requirements down to three components: adequate roof space, adequate space for solar related equipment (tank especially) and specifying plumbing and conduit routes.

Figure 48 below shows the estimated additional cost and potential cost savings of making MF buildings solar water heating ready. As displayed, the only measure that was assumed to incur additional cost is requiring adequate space for solar related equipment. For estimating the additional cost of housing a solar tank inside the boiler room, collector sizing ratio and solar tank sizing ratio of 0.4 ft2 per gal/day demand (corresponding to solar savings fraction of ~ 50%)  and 1 gal per gal/day demand were assumed respectively. Also, the team obtained the cost per sqft of building area using RS Means online database calculation tool. The footprint of a vertical solar tank was calculated, and the corresponding cost of reserving that area for the tank, leaving a 2ft clearance on one side of the tank, was calculated.


The team’s attempt to estimate the potential cost savings from industry stakeholder online surveys and phone interviews was unsuccessful, as these were  just as difficult to obtain as the installed cost system numbers were. Ultimately, it was agreed upon during stakeholder discussions collectively that cost savings on the order of 10-15% total installed system costs was entirely possible with the combination of these ready measures considered.

		Additional Costs

		



		Adequate roof space for collectors

		Soft design cost



		Specified plumbing and conduit routes on plans

		Soft design cost



		Adequate space/access for solar related equipment (solar tank in particular)

		

		Low-Rise

		High-Rise



		daily hot water demand

		gal/day

		1,347

		2,896



		cost of construction per foot print

		$/ft2

		$ 145

		$  173



		volume of solar tank

		gal

		539

		1159



		

		ft3

		72

		155



		radius of vertical tank

		ft

		1.75

		2.5



		resulting height of tank

		ft

		7.49

		7.89



		required sq ft foot print

		ft2

		19

		35



		Total Additional Cost

		$/bldg

		$ 2,782

		$6,047



		Potential Cost Savings (first year of adoption)

		

		

		



		total installed cost

		$/bldg

		$57,656

		$121,830



		10% of installed system cost

		$/bldg

		$ 5,766

		$  12,183



		15% of installed system cost

		$/bldg

		$ 8,648

		$  18,275





Figure 48. Solar Water Heating Ready Cost and Cost Savings per Building
- Low-rise and High-rise

3.3 Cost-Effectiveness Analysis


This section presents cost-effectiveness results associated with the following three levels of proposed requirements:

1. Demand Control alone

2. Demand Control + Optimal Design

3. Demand Control + Optimal Design + Solar Water Heating


To translate the LCC results to code requirement, the resulting highest cost-effective solar savings fractions are also presented. 

3.3.1 LCC Results of Demand Control and Optimal Design Implementation (Level 1 and 2)

Results of energy savings and cost analysis were combined to produce LCC as defined in section 2.1.4. and they are displayed here in Figure 49. For both building prototypes, demand control along was cost effective (thus the red negative quantities under LCC column). Combining demand control and optimal design, it became even more cost effective as there was not only an increase in energy cost savings, the additional costs in comparison to current basecase for implementing optimal design was actually lower due to reduced material costs in piping.

		

		Building Proto-type

		Measure Life  (Years)

		Additional Costs– Current Measure Costs (Relative to Basecase)

		PV of Add'l Maintenance Costs (Savings)

		PV of Energy Cost  Savings

		LCC Per Prototype Building



		

		

		

		($)

		(PV$)

		(PV$)

		($)



		Demand Control

		Low-Rise

		Res 30

		$1,960

		$0

		$29,083

		($27,123)



		Demand Control +
Optimal Design

		Low-Rise

		Res 30

		($199)

		$0

		$38,409

		($38,608)



		Demand Control

		High-Rise

		NonRes 30

		$1,960

		$0

		$39,765

		($37,805)



		Demand Control +
Optimal Design

		High-Rise

		NonRes 30

		($5,932)

		$0

		$58,785

		($64,717)





Figure 49. Average Level 1 and Level 2 LCC

3.3.2 LCC Results of the Combined Package (Level 3)

Since implementation of both demand control along (level 1) and demand control + optimal design (level 2) were shown to be highly cost-effective, we proceed to determine the cost effective size of solar water heating system when all three measures are combined (level 3).




		 

		 

		 

		 

		 

		BASE TDV

		REACH TDV

		 



		Collector Sizing

		Bldg Proto-
type

		Mea-
sure Life

		Additional Costs– Current Measure Costs (Relative to Basecase)

		PV of Additional Maintenance Costs (Savings) (Relative to Basecase)

		PV of Energy Cost  Savings – Per Proto Building

		LCC Per Prototype Building

		PV of Energy Cost  Savings – Per Proto Building

		LCC Per Prototype Building

		Solar Savings Fraction



		sf per 
gal/day

		

		(yr)

		($)

		(PV$)

		(PV$)

		($)

		(PV$)

		($)

		(%)



		0.1

		Low-Rise

		30

		$16,205

		$6,551

		$  11,788

		($26,939)

		$15,790

		($30,941)

		10.74%



		0.2

		Low-Rise

		30

		$32,017

		$9,756

		$  27,699

		($23,833)

		$37,059

		($33,192)

		24.43%



		0.3

		Low-Rise

		30

		$47,829

		$12,962

		$  41,526

		($18,642)

		$55,550

		($32,665)

		36.36%



		0.4

		Low-Rise

		30

		$63,641

		$16,167

		$  54,747

		($12,845)

		$73,231

		($31,329)

		47.76%



		0.5

		Low-Rise

		30

		$79,453

		$19,372

		$  66,477

		($5,557)

		$88,898

		($27,978)

		57.52%



		0.6

		Low-Rise

		30

		$95,265

		$22,578

		$  75,270

		$4,667

		$100,633

		($20,696)

		64.58%



		0.7

		Low-Rise

		30

		$111,077

		$25,783

		$  82,596

		$16,358

		$110,404

		($11,450)

		70.29%



		0.8

		Low-Rise

		30

		$126,889

		$28,989

		$  88,586

		$29,387

		$118,398

		($425)

		74.98%



		0.1

		High-Rise

		30

		$27,145

		$12,393

		$  15,241

		($39,123)

		$20,823

		($44,705)

		8.10%



		0.2

		High-Rise

		30

		$58,769

		$18,804

		$  44,575

		($30,422)

		$60,732

		($46,579)

		22.27%



		0.3

		High-Rise

		30

		$90,393

		$25,215

		$  69,646

		($17,457)

		$94,864

		($42,676)

		34.45%



		0.4

		High-Rise

		30

		$122,017

		$31,626

		$  94,062

		($3,839)

		$128,102

		($37,878)

		46.25%



		0.5

		High-Rise

		30

		$153,642

		$38,037

		$115,487

		$12,772

		$157,231

		($28,972)

		56.32%



		0.6

		High-Rise

		30

		$185,266

		$44,448

		$132,363

		$33,930

		$  180,146

		($13,852)

		63.91%



		0.7

		High-Rise

		30

		$216,890

		$50,859

		$145,565

		$58,764

		$  198,067

		$6,261

		69.73%



		0.8

		High-Rise

		30

		$248,514

		$57,270

		$156,256

		$86,108

		$  212,594

		$29,770

		74.47%





Figure 50
 follows the same format as the energy savings table presented previously and displays the LCC results of combining demand control, optimal design and solar water heating with collector sizing ratios 0.1-0.8 sqft per gal/day demand. It shows that when combined with demand control and optimal design, solar water heating systems with collector sizing up to 0.5 and 0.4 are cost effective for low-rise and high-rise prototypes respectively, in climate zone 10 (Riverside), using base code TDV multipliers and conversion factors. These collector sizing values corresponds to 58% and 46% solar savings fraction for the low-rise and high-rise prototype buildings. Figure 51 displays the same results while putting the LCC results of all three levels of proposed requirements side by side for comparison. 

		 

		 

		 

		 

		 

		BASE TDV

		REACH TDV

		 



		Collector Sizing

		Bldg Proto-
type

		Mea-
sure Life

		Additional Costs– Current Measure Costs (Relative to Basecase)

		PV of Additional Maintenance Costs (Savings) (Relative to Basecase)

		PV of Energy Cost  Savings – Per Proto Building

		LCC Per Prototype Building

		PV of Energy Cost  Savings – Per Proto Building

		LCC Per Prototype Building

		Solar Savings Fraction



		sf per 
gal/day

		

		(yr)

		($)

		(PV$)

		(PV$)

		($)

		(PV$)

		($)

		(%)



		0.1

		Low-Rise

		30

		$16,205

		$6,551

		$  11,788

		($26,939)

		$15,790

		($30,941)

		10.74%



		0.2

		Low-Rise

		30

		$32,017

		$9,756

		$  27,699

		($23,833)

		$37,059

		($33,192)

		24.43%



		0.3

		Low-Rise

		30

		$47,829

		$12,962

		$  41,526

		($18,642)

		$55,550

		($32,665)

		36.36%



		0.4

		Low-Rise

		30

		$63,641

		$16,167

		$  54,747

		($12,845)

		$73,231

		($31,329)

		47.76%



		0.5

		Low-Rise

		30

		$79,453

		$19,372

		$  66,477

		($5,557)

		$88,898

		($27,978)

		57.52%



		0.6

		Low-Rise

		30

		$95,265

		$22,578

		$  75,270

		$4,667

		$100,633

		($20,696)

		64.58%



		0.7

		Low-Rise

		30

		$111,077

		$25,783

		$  82,596

		$16,358

		$110,404

		($11,450)

		70.29%



		0.8

		Low-Rise

		30

		$126,889

		$28,989

		$  88,586

		$29,387

		$118,398

		($425)

		74.98%



		0.1

		High-Rise

		30

		$27,145

		$12,393

		$  15,241

		($39,123)

		$20,823

		($44,705)

		8.10%



		0.2

		High-Rise

		30

		$58,769

		$18,804

		$  44,575

		($30,422)

		$60,732

		($46,579)

		22.27%



		0.3

		High-Rise

		30

		$90,393

		$25,215

		$  69,646

		($17,457)

		$94,864

		($42,676)

		34.45%



		0.4

		High-Rise

		30

		$122,017

		$31,626

		$  94,062

		($3,839)

		$128,102

		($37,878)

		46.25%



		0.5

		High-Rise

		30

		$153,642

		$38,037

		$115,487

		$12,772

		$157,231

		($28,972)

		56.32%



		0.6

		High-Rise

		30

		$185,266

		$44,448

		$132,363

		$33,930

		$  180,146

		($13,852)

		63.91%



		0.7

		High-Rise

		30

		$216,890

		$50,859

		$145,565

		$58,764

		$  198,067

		$6,261

		69.73%



		0.8

		High-Rise

		30

		$248,514

		$57,270

		$156,256

		$86,108

		$  212,594

		$29,770

		74.47%





Figure 50. Level 3 Improvement LCC - CZ 10

When evaluated using the Reach code criteria, solar water heating systems with collector sizing up to 0.8 and 0.6 are cost effective for low-rise and high-rise prototypes for CZ 10. It is important to point out that although this exercise helped us determine the cost-effective collector sizing/solar savings fraction for a given building type and climate zone, the most cost effective solar savings fraction occurred at a lower collector sizing/solar savings fraction value. For example, a solar water heating system is the most cost effective at collector sizing of 0.1 for both low- and high-rise with basecode criteria, and the most cost effective at collector sizing of 0.2 with reach code criteria. 

As the additional costs of solar water heating system was assumed to be the same across the climate zones, and the present value (PV) of energy cost savings were different for each climate zone (weather dependent), a table such as 

		 

		 

		 

		 

		 

		BASE TDV

		REACH TDV

		 



		Collector Sizing

		Bldg Proto-
type

		Mea-
sure Life

		Additional Costs– Current Measure Costs (Relative to Basecase)

		PV of Additional Maintenance Costs (Savings) (Relative to Basecase)

		PV of Energy Cost  Savings – Per Proto Building

		LCC Per Prototype Building

		PV of Energy Cost  Savings – Per Proto Building

		LCC Per Prototype Building

		Solar Savings Fraction



		sf per 
gal/day

		

		(yr)

		($)

		(PV$)

		(PV$)

		($)

		(PV$)

		($)

		(%)



		0.1

		Low-Rise

		30

		$16,205

		$6,551

		$  11,788

		($26,939)

		$15,790

		($30,941)

		10.74%



		0.2

		Low-Rise

		30

		$32,017

		$9,756

		$  27,699

		($23,833)

		$37,059

		($33,192)

		24.43%



		0.3

		Low-Rise

		30

		$47,829

		$12,962

		$  41,526

		($18,642)

		$55,550

		($32,665)

		36.36%



		0.4

		Low-Rise

		30

		$63,641

		$16,167

		$  54,747

		($12,845)

		$73,231

		($31,329)

		47.76%



		0.5

		Low-Rise

		30

		$79,453

		$19,372

		$  66,477

		($5,557)

		$88,898

		($27,978)

		57.52%



		0.6

		Low-Rise

		30

		$95,265

		$22,578

		$  75,270

		$4,667

		$100,633

		($20,696)

		64.58%



		0.7

		Low-Rise

		30

		$111,077

		$25,783

		$  82,596

		$16,358

		$110,404

		($11,450)

		70.29%



		0.8

		Low-Rise

		30

		$126,889

		$28,989

		$  88,586

		$29,387

		$118,398

		($425)

		74.98%



		0.1

		High-Rise

		30

		$27,145

		$12,393

		$  15,241

		($39,123)

		$20,823

		($44,705)

		8.10%



		0.2

		High-Rise

		30

		$58,769

		$18,804

		$  44,575

		($30,422)

		$60,732

		($46,579)

		22.27%



		0.3

		High-Rise

		30

		$90,393

		$25,215

		$  69,646

		($17,457)

		$94,864

		($42,676)

		34.45%



		0.4

		High-Rise

		30

		$122,017

		$31,626

		$  94,062

		($3,839)

		$128,102

		($37,878)

		46.25%



		0.5

		High-Rise

		30

		$153,642

		$38,037

		$115,487

		$12,772

		$157,231

		($28,972)

		56.32%



		0.6

		High-Rise

		30

		$185,266

		$44,448

		$132,363

		$33,930

		$  180,146

		($13,852)

		63.91%



		0.7

		High-Rise

		30

		$216,890

		$50,859

		$145,565

		$58,764

		$  198,067

		$6,261

		69.73%



		0.8

		High-Rise

		30

		$248,514

		$57,270

		$156,256

		$86,108

		$  212,594

		$29,770

		74.47%





Figure 50
 could be generated for each of the 16 climate zones. Because this table is for climate zone 10 (Riverside), the cost-effective collector sizings and solar savings fractions are on the higher end of the spectrum in comparison to results from other climate zones. Also, the team is aware that this cost effective calculation showed the highest system sizing for having a net negative LCC, it had not taken into consideration of physical feasibility (overheating from oversizing, for example) of such collector sizing/solar savings fractions.

		 

		Building Proto-type

		Measure Life  (Years)

		Additional Costs– Current Measure Costs (Relative to Basecase)

		PV of Add'l Maintenance Costs (Savings) 

		PV of Energy Cost  Savings

		LCC Per Prototype Building

		



		 

		 

		 

		($)

		(PV$)

		(PV$)

		($)

		



		Demand Control

		Low-Rise

		Res 30

		$2,000 

		$0 

		$5,245 

		($26,562)

		



		Demand Control +
Optimal Design

		Low-Rise

		Res 30

		($159)

		$0 

		$37,707 

		($37,866)

		



		Demand Control +
Optimal Design +
Solar Water Heating

		Low-Rise

		Res 30

		$79,453

		$19,372

		$66,477

		($5,557)

		Solar Fraction: 57.52%



		Demand Control

		High-Rise

		NonRes 30

		$2,000 

		$0 

		$3,871 

		($36,948)

		



		Demand Control +
Optimal Design

		High-Rise

		NonRes 30

		($5,892)

		$0 

		$57,487 

		($63,380)

		



		Demand Control +
Optimal Design +
Solar Water Heating

		High-Rise

		NonRes 30

		$122,017

		$31,626

		$94,062

		($3,839)

		Solar Fraction: 46.25%





Figure 51. LCC of All Three Proposed Requirement Levels - CZ 10

3.3.3 Cost Effective Solar Savings Fractions 

Carrying out the same LCC analysis as presented in the previous section, converting the collector sizing to solar savings fraction and interpolating between results, we calculated the highest cost-effective values for the rest of the climate zones displayed in Figure 52.

		 

		BASE: 
Demand Control + 
Optimal design +  
Cost Effective Solar Fraction 

		REACH: 
Demand Control + 
Optimal design +  
Cost Effective Solar Fraction 



		Climate Zone

		Low-Rise

		High-Rise

		Low-Rise

		High-Rise



		1. Arcata

		42%

		31%

		57%

		41%



		2. Santa Rosa

		53%

		41%

		65%

		58%



		3. Oakland

		56%

		41%

		72%

		62%



		4. San Jose Reid

		56%

		44%

		69%

		62%



		5. Santa Maria

		60%

		50%

		69%

		66%



		6. Torrance

		61%

		49%

		74%

		68%



		7. San Diego

		60%

		47%

		75%

		69%



		8. Fullerton

		61%

		48%

		74%

		67%



		9. Burbank-Glendale

		60%

		47%

		74%

		67%



		10. Riverside

		61%

		49%

		75%

		68%



		11. Red Bluff

		51%

		39%

		64%

		56%



		12. Sacramento 

		57%

		42%

		70%

		62%



		13. Fresno

		46%

		34%

		59%

		51%



		14. Palmdale

		67%

		56%

		78%

		74%



		15. Palm Springs

		62%

		46%

		78%

		70%



		16. Blue Canyon

		55%

		45%

		65%

		60%





Figure 52. Highest Cost Effective Solar Savings Fractions

The figures displayed here are the highest solar savings fractions proven cost effective in combination with the demand control recirculation strategy and optimal design of distribution layout. Our calculation so far had only taken into consideration the energy savings potential and associated costs (additional system cost and maintenance cost).  In order to determine the minimum solar fraction requirements, the following three factors are further evaluated. 


· Alternative compliance options

· Availability of roof space


· Avoidance of solar water heating system overheat


Alternative Compliance Options

Even though the solar water heating market is gaining momentum to satisfy the growing market demand, it is possible that builders want to use alternative ways to achieve energy savings without installing solar water heating systems. As the CASE study intends to propose prescriptive requirements on solar water heating, the minimum solar fraction requirements were determined to make sure the TDV energy savings from the solar water heating requirements can be achieved by other cost-effective means, if builders decided to demonstrate compliance via the performance route. 


While there are many different alternative compliance approaches, the CASE study analyzed the alternative option of using high efficiency water heater and HVAC components, including:


· Using condensing water heaters with thermal efficiency of 96%, as compared to a standard design water heater with thermal efficiency of 80%


· Using condensing gas furnaces with AFUE of 95%, as compared to a standard design gas furnace with AFUE of 80%


·  Using SEER 15 air conditioners, as compared to a standard design SEER 13 air conditioner 


Since buildings located in different climate zones have different heating and cooling loads, different combinations of the above three equipment were investigated for each climate zone to find the cost effective solutions with maximum energy savings. Energy savings were assessed based on building energy simulation studies. Cost of high efficiency equipment, as shown in Figure 53, were obtained from market data collected by other CASE studies. The energy savings and cost effectiveness analysis results are shown in Figure 54. The TDV energy savings from the identified alternative compliance method were compared to and expressed in terms of the building hot water heating TDV energy budget. The team used these results as the limits for requiring solar savings fractions to ensure that the alternative compliance options would always be able to replace the solar water heating requirements. The final recommended solar savings fraction for each climate zone is also provided in Figure 54.

		

		Incremental Cost Compared to Standard Design Equipment

		Number of Equipment



		Condensing Water Heater

		$3000

		Two per building



		Condensing Furnace

		$500

		One per dwelling unit



		SEER 15 Air Conditioner

		$1100

		One per dwelling unit





Figure 53. Costs for Alternative Compliance Equipment


		Climate Zone

		HE Water Heater

		HE Furnace

		HE AC

		TDV Energy Savings (kBtu/sqft)

		TDV Energy Savings – 

(% of Water Heating Budget)

		PV Energy Savings ($/sqft)

		Additional Cost ($/sqft)

		LCC ($/sqft)

		Proposed Solar Fraction

		TDV Energy Savings – Solar WH (kBtu/sqft)



		1

		Yes

		Yes

		

		7.5

		23.8%

		$1.29

		$0.73

		-$0.56

		20%

		6.3



		2

		Yes

		Yes

		

		8.3

		27.1%

		$1.43

		$0.73

		-$0.70

		25%

		7.6



		3

		Yes

		Yes

		

		6.5

		21.3%

		$1.13

		$0.73

		-$0.40

		20%

		6.1



		4

		Yes

		Yes

		

		7.1

		23.5%

		$1.23

		$0.73

		-$0.50

		20%

		6.0



		5

		Yes

		Yes

		

		6.7

		22.0%

		$1.16

		$0.73

		-$0.43

		20%

		6.1



		6

		Yes

		Yes

		

		5.4

		18.4%

		$0.94

		$0.73

		-$0.21

		15%

		4.4



		7

		Yes

		Yes

		

		5.3

		17.99%

		$0.92

		$0.73

		-$0.18

		15%

		4.4



		8

		Yes

		Yes

		

		5.5

		18.8%

		$0.96

		$0.73

		-$0.22

		15%

		4.4



		9

		Yes

		Yes

		

		5.5

		18.7%

		$0.95

		$0.73

		-$0.21

		15%

		4.4



		10

		Yes

		

		Yes

		9.7

		33.1%

		$1.67

		$1.42

		-$0.25

		30%

		8.7



		11

		Yes

		Yes

		Yes

		13.8

		46.3%

		$2.39

		$2.00

		-$0.39

		40%

		13.4



		12

		Yes

		Yes

		

		7.6

		25.1%

		$1.31

		$0.73

		-$0.58

		25%

		7.5



		13

		Yes

		Yes

		Yes

		13.7

		47.2%

		$2.38

		$2.00

		-$0.38

		35%

		13.1



		14

		Yes

		Yes

		Yes

		14.6

		49.1%

		$2.53

		$2.00

		-$0.53

		45%

		13.4



		15

		Yes

		Yes

		Yes

		18.0

		66.9%

		$3.12

		$2.00

		-$1.12

		45%

		13.5



		16

		Yes

		Yes

		Yes

		13.9

		43.2%

		$2.41

		$2.00

		-$0.41

		40%

		12.9





Figure 54. Alternative Compliance Method to Installing Solar Water Heating 


Roof Space for Solar Water Heating


There had been concerns regarding the amount of roof space needed to achieve a specified minimum solar savings fraction requirement, especially high density multifamily buildings with smaller footprint, therefore relatively small roof areas. Furthermore, roof space set aside for the installation of solar thermal collectors (and photovoltaic panels) would also compete with existing mechanical systems installed on the roof. To ensure our proposed minimum solar savings fractions were feasible in terms of roof space constraint, the team calculated the amount of roof space needed to satisfy the requirement and compare that to the total roof space, which is effectively the footprint of a multi-story building.


As shown in Figure 55, with a solar savings fraction level of 50% (the highest proposed level is 45% for  CZ 14 and 15), the corresponding collector sizing ratio is approximately 0.4 ft2 per gal/day hot water demand. The resulting collector area needed for the low-rise and high-rise building prototypes respectively accounts for 3% and 6% of the building footprints, which are roughly the amount of roof space theoretically available. Furthermore, with fixed daily hot water demand numbers, we calculated the collector area in percentage building footprint for buildings with different number of stories. With a 20-story multifamily building with the same daily hot water demand (the same number of units with the same CFA each), the collector area necessary to achieve a solar savings fraction of 50% would only account for 28% of the total available roof space (Figure 56). 


		Building Prototype

		

		low-rise

		high-rise



		Daily hot water demand

		gal/day

		1,347

		



		Building footprint

		ft2

		19,140

		19,140



		Number of stories

		

		2

		4



		Solar savings fraction

		

		50%

		50%



		corresponding collector sizing ratio

		ft2/ gal/day

		0.4

		0.4



		Resulting collector area

		ft2

		539

		1,159



		% of building footprint

		% total

		3%

		6%





Figure 55. Collector Area in % Total of Building Footprint Calculation (SSF = 50%)

		Number of Stories

		% of building footprint



		2

		3%



		3

		4%



		4

		6%



		5

		7%



		10

		14%



		20

		28%





Figure 56. Roof Area for Solar Collectors (SSF = 50%)

Overheating Issue due to Oversizing


Industry stakeholders reflected that while the issue of freeze protection has been widely explored (the development of various solar water heating system types is a reflection of this evolution), the issue of overheating is often not considered as seriously as it should be, especially for climate conditions with relatively high solar insolation level such as California. When a solar water heating system is designed with a relatively high annual solar savings fraction, the monthly solar fractions during the summer months are maxed out to 100%, and the unintended consequence of overheating occurs. To be conservative, stakeholders have suggested for the team to cap out the solar savings fraction requirement at 50%. This suggestion was followed as the highest solar fraction requirement the team is proposing (for CZ 15) is 45%.

3.3.4 Solar Water Heating Ready Measure Cost Effective Adoption Rates

Costs, potential cost savings and estimated minimum cost effective adoption rates  for solar water heating ready buildings are displayed in Figure 57. Although the construction start estimates for low and high-rise multifamily buildings in 2013 are included in this calculation, these numbers do not change the resulting adoption rates, as the adoption rates are mathematically the ratio between these two terms described in Section 2.2.4:
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Calculations show that in order for the solar water heating ready measure to be cost effective, at least half of the buildings would have to retrofit for solar water heating systems during the 30 years measure life length (from 2013-2043), assuming a 15% cost savings and a linear adoption curve. 

		Building Prototype

		Low-rise

		Hig hrise



		# new buildings in 2013

		272

		202



		Installation at new const

		1%

		1%



		Remaining bldg w/t installation at new const

		269

		200



		per bldg "ready" cost

		$2,782

		$6,047



		Ready Costs associated

		$749,562

		$ 1,208,671



		Minimum Cost Effective Adoption Rate

		

		



		with 10% cost savings

		73%

		75%



		with 15% cost savings

		49%

		50%





Figure 57. Cost Effective Adoption Rates for Ready Measure

We explored a few sources of future market penetration for solar water heating systems to determine the likelihood of such adoption rates. We reviewed the same literature and followed a similar logic as the Solar Ready Homes and Solar Oriented Development CASE topic (for single family homes), There are three major sources of future market penetration rates:

· California Statewide Residential Appliance Saturation Study (RASS) 2009


· California Statewide Residential Sector Energy Efficiency Potential Study

· CSI-Thermal program energy savings goals

· CPUC’s California Long Term Energy Efficiency Strategic Plan


The 2009 RASS database provided a current market penetration of ~ 1% (Figure 32), and the Energy Efficiency Potential Study established the upper bound of penetration rate (close to 100%). Unfortunately, it is challenging to extract the number of multifamily building solar water heating installations expected from the CSI-thermal program energy savings goals
, due to the difficulty in defining an average sized building and system and that the goal is a combined goal for single-family, multifamily and commercial buildings within the state.


The last identified source of future market penetration rate, California’s Long Term EE Strategic Plan, calls for 


· All new residential construction in California be zero net energy by 2020, 


· 25% of existing homes will achieve 70% decrease in purchased energy, relative to 2008 levels


· 75% of existing homes will achieve 30% decrease in purchased energy, relative to 2008 levels


To accomplish the goal of being zero net energy, it is reasonable to expect that t solar water heating systems will be installed  in all new constructions. For the 25% of existing buildings that would need to achieve 70% reduction in purchase energy, the installation of renewable technology is inevitable. Therefore, if this level of solar water heating penetration is needed to achieve the state’s grand vision of energy efficiency, an equivalent housing stock (both new construction and existing buildings) adoption rate would be higher than 25% by 2020. 

Furthermore, our calculation assumed that the solar tank space reservation is inside, rather than outside the building. If  the space reserved for future solar equipment (tank) is outside, the ready measure would imply merely installing a concrete pad at the time of new construction.  The calculation of the minimum cost effective adoption rates for solar water heating ready measure did not factor in the probable reduction in installed system pricing due to various program efforts. Another conservative assumption built into the calculation is the exclusion of  any energy savings benefits as the results of the installation of solar water heating system, promoted by the ready measures. Accounting for the above-mentioned references and reasons, the team concluded the proposed solar water heating ready measure cost effective. The space reserved for potential solar collectors shall be  roof space equivalent to solar savings fraction of 50%, marginally exceeding the highest solar savings fractions requirement  (45%) across climate zones. This calculation of the reserved space needed will be a function of the number of the story of the building to account for decreasing building footprint with increasing number of story.

4. Recommended Language for the Standards Document, ACM Manuals, and the Reference Appendices


The recommended code language below incorporates inputs from various stakeholders as well as CEC staff received throughout the IOUs stakeholder meetings and CEC’s pre-rulemaking processes. For a complete evolution of changes in recommended language, please refer to Appendix 6.9.

Section 151(f) 8C


C. For systems serving multiple dwelling units, with a central water heating system that includes the following components shall be installed: 

1. gGas or propane water heaters, boilers or other water heating equipment that meet the minimum efficiency requirements of Sections 111 and 113., and

2. A water heating recirculation loop system that meets the requirements of Section 113(c)2 and Section 113(c)5 and is equipped with a demand control and has two recirculation loops each serving half of the building, and


3. A solar water heating system with solar savings fraction specified in Table 151-C. 


Table 151-C


		

		Climate Zone



		

		1

		2

		3

		4

		5

		6

		7

		8

		9

		10

		11

		12

		13

		14

		15

		16



		(requirements for other building components and systems – no change)



		WATER-HEATING

		General

		System shall meet Section 151(f)8 or Section 151(b)1



		

		Solar Savings Fraction for multifamily buildings

		0.2

		0.25

		0.2

		0.2

		0.2

		0.15

		0.15

		0.15

		0.15

		0.3

		0.40

		0.25

		0.35

		0.45

		0.45

		0.4





Section 113(c)2


2. Controls for hot water distribution systems. Service hot water systems with circulating pumps or with electrical heat trace systems shall be capable of automatically turning off the system.

EXCEPTION 1 to Section 113(c)2: Water heating systems serving a single dwelling unit.
EXCEPTION 2 to Section 113(c)2: Recirculation systems serving multiple dwelling units and equipped with temperature modulation controls.

Section 150(n)


 (n) Water Heating Recirculation Loops Serving Multiple Dwelling Units. Water heating recirculation loops serving multiple dwelling units shall meet the requirements of Section 113(c)5.


 (n) Water Heating System Serving Multiple Dwelling Units. 

1. Water heating recirculation loops serving multiple dwelling units shall meet the requirements of Section 113(c)5.


2. The following items shall be clearly shown and labeled on building plans/drawings submitted for building permit:

A. Marked solar zone on the roof and/or structures attached to the building:

1. The solar zone shall be at least 1.5 % of building conditioned floor area or 30% of the total available roof area whichever is smaller and be oriented between 90° and 270°.

- Exception 1 to Section 150(n)2A1: The area of roof shaded 
from existing trees, utility poles, other buildings, and other non-
building sources are exempted from the available roof area 
requirement.

2. The solar zone shall be minimally shaded by vents, chimneys, architectural features, mechanical equipment or other obstructions that are on the roof or any other part of the building. Any vent, chimney, or other architectural feature shall be a minimum distance of twice the height from the solar zone(s).

- Exception 1 to Section 150(n)2A2: Any vent, chimney, or 
other architectural feature to the north of the solar zone(s) shall 
be exempt from the minimum shading requirement.  


3. The solar zone may be comprised of smaller sub-areas. No sub-area  shall be smaller than 33% of the total solar zone or smaller than 80 sqft. All sub-areas must be at least 5 feet wide in the narrowest dimension. 


4. The solar zone shall be sited in compliance with Section 2 of the California Department of Forestry and Fire Protection Office of the State Fire Marshal Solar Photovoltaic Installation Guideline.

B. Marked solar tank area with a minimum area in sqft determined by:
0.0004 x building CFA + 13.
The area must be at least 4 feet wide in the narrowest dimension.

C. Marked plumbing and conduit paths between the solar zone and the solar tank area.

D. Marked plumbing and conduit paths between the solar tank area and the water heater(s)/boiler(s).

EXCEPTION 1 to Section 150(n)2: Buildings with an installed solar water heating system that meets Section 151(f) 8C iii.
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6. Appendices


6.1 Energy Savings from DHW System Controls (per Building)

		Control Strategy

		Low-rise

		High-rise



		

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)



		Temperature Modulation

		0

		0

		405

		0

		0

		535



		Continuous Monitoring

		0

		0

		461

		0

		0

		771



		Temperature Modulation + Continuous Monitoring

		0

		0

		785

		0

		0

		1199



		Demand Control

		1228

		0.140

		1083

		2035

		0.233

		1359





Figure 58. Control Energy Savings – CZ01


		Control Strategy

		Low-rise

		High-rise



		

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)



		Temperature Modulation

		0

		0

		405

		0

		0

		535



		Continuous Monitoring

		0

		0

		461

		0

		0

		771



		Temperature Modulation + Continuous Monitoring

		0

		0

		785

		0

		0

		1199



		Demand Control

		1228

		0.140

		1043

		2035

		0.233

		1298





Figure 59. Control Energy Savings – CZ02


		Control Strategy

		Low-rise

		High-rise



		

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)



		Temperature Modulation

		0

		0

		405

		0

		0

		535



		Continuous Monitoring

		0

		0

		461

		0

		0

		771



		Temperature Modulation + Continuous Monitoring

		0

		0

		785

		0

		0

		1199



		Demand Control

		1228

		0.140

		1041

		2035

		0.233

		1297





Figure 60. Control Energy Savings – CZ03


		Control Strategy

		Low-rise

		High-rise



		

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)



		Temperature Modulation

		0

		0

		405

		0

		0

		535



		Continuous Monitoring

		0

		0

		461

		0

		0

		771



		Temperature Modulation + Continuous Monitoring

		0

		0

		785

		0

		0

		1199



		Demand Control

		1228

		0.140

		1027

		2035

		0.233

		1274





Figure 61. Control Energy Savings – CZ04


		Control Strategy

		Low-rise

		High-rise



		

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)



		Temperature Modulation

		0

		0

		405

		0

		0

		535



		Continuous Monitoring

		0

		0

		461

		0

		0

		771



		Temperature Modulation + Continuous Monitoring

		0

		0

		785

		0

		0

		1199



		Demand Control

		1228

		0.140

		1052

		2035

		0.233

		1312





Figure 62. Control Energy Savings – CZ05


		Control Strategy

		Low-rise

		High-rise



		

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)



		Temperature Modulation

		0

		0

		405

		0

		0

		535



		Continuous Monitoring

		0

		0

		461

		0

		0

		771



		Temperature Modulation + Continuous Monitoring

		0

		0

		785

		0

		0

		1199



		Demand Control

		1228

		0.140

		1007

		2035

		0.233

		1246





Figure 63. Control Energy Savings – CZ06


		Control Strategy

		Low-rise

		High-rise



		

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)



		Temperature Modulation

		0

		0

		405

		0

		0

		535



		Continuous Monitoring

		0

		0

		461

		0

		0

		771



		Temperature Modulation + Continuous Monitoring

		0

		0

		785

		0

		0

		1199



		Demand Control

		1228

		0.140

		998

		2035

		0.233

		1234





Figure 64. Control Energy Savings – CZ07


		Control Strategy

		Low-rise

		High-rise



		

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)



		Temperature Modulation

		0

		0

		405

		0

		0

		535



		Continuous Monitoring

		0

		0

		461

		0

		0

		771



		Temperature Modulation + Continuous Monitoring

		0

		0

		785

		0

		0

		1199



		Demand Control

		1228

		0.140

		992

		2035

		0.233

		1224





Figure 65. Control Energy Savings – CZ08


		Control Strategy

		Low-rise

		High-rise



		

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)



		Temperature Modulation

		0

		0

		405

		0

		0

		535



		Continuous Monitoring

		0

		0

		461

		0

		0

		771



		Temperature Modulation + Continuous Monitoring

		0

		0

		785

		0

		0

		1199



		Demand Control

		1228

		0.140

		992

		2035

		0.233

		1224





Figure 66. Control Energy Savings – CZ09


		Control Strategy

		Low-rise

		High-rise



		

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)



		Temperature Modulation

		0

		0

		405

		0

		0

		535



		Continuous Monitoring

		0

		0

		461

		0

		0

		771



		Temperature Modulation + Continuous Monitoring

		0

		0

		785

		0

		0

		1199



		Demand Control

		1228

		0.140

		992

		2035

		0.233

		1222





Figure 67. Control Energy Savings – CZ10


		Control Strategy

		Low-rise

		High-rise



		

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)



		Temperature Modulation

		0

		0

		405

		0

		0

		535



		Continuous Monitoring

		0

		0

		461

		0

		0

		771



		Temperature Modulation + Continuous Monitoring

		0

		0

		785

		0

		0

		1199



		Demand Control

		1228

		0.140

		998

		2035

		0.233

		1231





Figure 68. Control Energy Savings – CZ11


		Control Strategy

		Low-rise

		High-rise



		

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)



		Temperature Modulation

		0

		0

		405

		0

		0

		535



		Continuous Monitoring

		0

		0

		461

		0

		0

		771



		Temperature Modulation + Continuous Monitoring

		0

		0

		785

		0

		0

		1199



		Demand Control

		1228

		0.140

		1016

		2035

		0.233

		1257





Figure 69. Control Energy Savings – CZ12


		Control Strategy

		Low-rise

		High-rise



		

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)



		Temperature Modulation

		0

		0

		405

		0

		0

		535



		Continuous Monitoring

		0

		0

		461

		0

		0

		771



		Temperature Modulation + Continuous Monitoring

		0

		0

		785

		0

		0

		1199



		Demand Control

		1228

		0.140

		991

		2035

		0.233

		1221





Figure 70. Control Energy Savings – CZ13


		Control Strategy

		Low-rise

		High-rise



		

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)



		Temperature Modulation

		0

		0

		405

		0

		0

		535



		Continuous Monitoring

		0

		0

		461

		0

		0

		771



		Temperature Modulation + Continuous Monitoring

		0

		0

		785

		0

		0

		1199



		Demand Control

		1228

		0.140

		1003

		2035

		0.233

		1239





Figure 71. Control Energy Savings – CZ14


		Control Strategy

		Low-rise

		High-rise



		

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)



		Temperature Modulation

		0

		0

		405

		0

		0

		535



		Continuous Monitoring

		0

		0

		461

		0

		0

		771



		Temperature Modulation + Continuous Monitoring

		0

		0

		785

		0

		0

		1199



		Demand Control

		1228

		0.140

		906

		2035

		0.233

		1096





Figure 72. Control Energy Savings – CZ15


		Control Strategy

		Low-rise

		High-rise



		

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)

		Electricity Savings (kWh)

		Demand Savings (kW)

		Natural Gas Savings (Therms)



		Temperature Modulation

		0

		0

		405

		0

		0

		535



		Continuous Monitoring

		0

		0

		461

		0

		0

		771



		Temperature Modulation + Continuous Monitoring

		0

		0

		785

		0

		0

		1199



		Demand Control

		1228

		0.140

		1079

		2035

		0.233

		1353





Figure 73. Control Energy Savings – CZ16


6.2 Pipe Sizing Calculation

The following section describes the methodology used to create the pipe sizing table.


First, we take the user inputs and determine the allowable pressure loss per 100 ft. of pipe using UPC methodology and ASHRAE guidance for estimating total developed length.


Assume that,


Building water supply pressure = Psupply = 55 psi


Minimum residual pressure = Presidual = 15 psi


Developed Length Multiplier = 1.75 = Lmultiplier

Mechanical Room to Recirculation Loop Adder = Ladder

where,


Ladder for Low-rise:


[image: image36.png]Laator = Prioon + (722)






Ladder for High-rise:
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The UPC uses an iterative approach to determine pipe sizes. When sizing each section of pipe in the building, the allowable pressure loss per 100ft. of pipe calculation is used, but the total demand in gallons per minute (GPM) is determined separately for each section of pipe starting at the whole building level and working down to the dwelling unit level. Charts A-4 through A-7 in the UPC is used to convert the demand and pressure loss values into a pipe size for each section.


In the UPC, demand flow is determined using charts A-2 and A-3. These Hunter’s Curve charts convert Water Supply Fixture Units (WSFU) into total demand in GPM. WSFU are values assigned to each type of appliance, appurtenance, or fixture by table A-2 in the UPC. In other words, to properly determine the demand for the building, we must first assume what combination of fixtures and appliances exist in each dwelling unit. For the default assumption, each dwelling unit has:


· Kitchen sink


· Bathroom sink


· Dish Washer


· Combination Bath/Shower


A table based version of Hunter’s Curve was used to determine demand. Simple linear interpolation was used to find any intermediate values


UPC charts A-4 through A-7 were replaced with 2005 ASHRAE Fundamentals Handbook derived equivalent calculations that take the demand values in GPM and determined the velocity in ft/s and pressure loss per 100ft. of pipe for each size of pipe.


Flow velocity [ft/s] in a pipe was calculated by:
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where,


C1 = conversion factor: 1 GPM = 0.13368/60 [ft3/s]


V = Flow Rate [GPM]


C2 = conversion factor: 1 in2 = 1/144 [ft2]


di = inner pipe diameter [in]


The pressure drop [psi] in 100 feet of pipe was calculated by:
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where,


C2 = conversion factor: 1 in2 = 1/144 [ft2]


ρ = density of water @ 120 degF = 62.3 [lb/ft3]


HL = Total Head Loss from 100 feet of straight pipe


Straight pipe Head Loss [ft] was calculated by:
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where,


f = friction factor


di = inner pipe diameter [ft]


ρ = density of water @ 120 degF = 62.3 [lb/ft3]


v = velocity of water flow [ft/s]


L = total length of straight pipe [ft]


g = gravity = 32.174 [ft/s2]

Friction Factor was calculated by:
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where,
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and,

ε = roughness height of the wall surface = 0.06 μin. for commercially smooth brass, lead, copper, or plastic pipe


ReDh = Reynolds number

The Reynolds number was calculated by:
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where,


v = velocity of water flow [ft/s]


Dh = hydraulic diameter = inner pipe diameter [ft]


υ = kinematic viscosity of water @ 120 degF = 0.607x10-5 [ft2/s]


An example table of the ASHRAE calculation results is given in the table below. The table below represents the calculations for sizing 88 dwelling units in a 4 story building. The value of Pallow,100 for this example is 5.98 psi.

		Pipe pressure loss calculation



		 

		Length of pipe

		Flow Rate

		Head Loss

		Pressure Loss

		Flow Velocity



		Nominal Size

		[ft]

		[GPM]

		[ft]

		[psi]

		[ft/s]



		0.25

		100

		129.41

		170466

		73750.2

		532.75



		0.375

		100

		129.41

		37778

		16344.1

		285.89



		0.5

		100

		129.41

		12003

		5193.0

		177.97



		0.75

		100

		129.41

		2057

		890.1

		85.78



		1

		100

		129.41

		567

		245.5

		50.31



		1.25

		100

		129.41

		206

		89.0

		33.03



		1.5

		100

		129.41

		89

		38.5

		23.34



		2

		100

		129.41

		23

		10.1

		13.42



		2.5

		100

		129.41

		8

		3.6

		8.70



		3

		100

		129.41

		4

		1.5

		6.09



		3.5

		100

		129.41

		2

		0.7

		4.51



		4

		100

		129.41

		1

		0.4

		3.47





As can be seen, the limiting factor in this case is velocity. The UPC limits the hot water velocity to 5 ft/s and results in a 3.5 inch pipe size selection. If the value for Pallow,100 alone was the determining factor a 2.5 inch pipe would have been sufficient.


After performing several more calculations with a different number of dwelling units and number of floors, it became apparent that, using all previously stated assumptions, the pipe size of each section could be determined based on the 5 ft/s velocity limit when considering groups of dwelling units. The allowable pressure drop only becomes limiting for high-rise buildings and these buildings will already have a booster pump installed to ensure that adequate pressure exists to push water up to the highest floors. The end result of the pressure and flow loss calculations is a table that converts the number of dwelling units served by a pipe section into an equivalent pipe size. This is possible because the flow rate for a group of dwelling units can be converted into a flow velocity for each pipe size. The smallest pipe size that has a velocity less than 5 ft/s was selected as the appropriate pipe size for that 

6.3 Recirculation Loop Model Validation Results

Building 1. Recirculation loop loss represent 34% Total hot water energy 
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Measured 


(Btu/day)


Modeled 


(Btu/day)


Measured 


reduction 


(%)


Modeled 


reduction 


(%)


CONT Pump


608,711        608,711      - - 639,732       643,487      - - 1,875,663     1,879,417     - -


Temp Mod


600,697        582,695      1.3% 4.3% 633,433       616,266      1.0% 4.2% 1,958,764     1,941,597     -4.4% -3.3%


Timer


507,048        461,656      17% 24% 600,803       562,822      6.1% 13% 1,732,428     1,694,446     7.6% 10%


Demand


215,483        191,328      65% 69% 411,903       453,556      36% 30% 1,423,628     1,465,281     24% 22%


Total Hot Water Energy Recirculation Flow Heat Loss Recirculation Loop Heat Loss




Building 2. Recirculation loop loss represent 42% Total hot water energy
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CONT Pump


368,536        368,536      - - 443,280       456,190      - - 1,030,479     1,043,388     - -


Temp Mod


362,987        355,698      1.5% 3.5% 442,840       435,949      0.1% 4.4% 1,030,039     1,023,148     0.0% 1.9%


Timer


265,214        279,559      28% 24% 421,494       419,521      5% 8% 1,008,693     1,006,720     2.1% 3.5%


Demand


Total Hot Water Energy Recirculation Flow Heat Loss Recirculation Loop Heat Loss




Building 3. Recirculation loop loss represent 7% Total hot water energy
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Comparison to measured results
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CONT Pump


176,588        176,588      - - 221,165       228,267      - - 3,116,211     3,123,313     - -


Temp Mod


157,692        159,541      11% 10% 204,820       204,057      7% 11% 2,564,910     2,564,146     18% 18%


Timer


151,829        147,709      14% 16% 220,452       228,777      0.3% -0.2% 3,443,807     3,452,131     -11% -11%


Demand


48,168           78,002        73% 56% 178,093       179,729      19% 21% 2,784,551     2,786,187     11% 11%


Total Hot Water Energy Recirculation Flow Heat Loss Recirculation Loop Heat Loss




Building 4. Recirculation loop loss represent 14% Total hot water energy
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Comparison to measured results
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CONT Pump


177,796        177,796      - - 201,589       207,200      - - 1,094,813     1,100,423     - -


Temp Mod


- - - - - - - -


Timer


143,549        145,345      19% 18% 187,240       194,233      7% 6% 942,592        949,586         14% 14%


Demand


90,349           82,244        49% 54% 180,478       173,723      10% 16% 742,710        735,955         32% 33%


Total Hot Water Energy Recirculation Flow Heat Loss Recirculation Loop Heat Loss




6.4 Screenshots of the Recirculation Model
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6.5 Solar Water Heating Online Survey Instrument 
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6.6 Example of Solar Water Heating Ready Ordinances
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6.7 Energy Saving: Solar Water Heating Simulation Results


6.7.1 Comparison between Climate Zones (high-rise prototype)
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6.7.2 Comparison between Various Configurations 


Low-rise Prototype

Active Glycol (External HX)


		Climate Zone

		City

		Electricity Use

		Natural Gas Savings

		TDV Electricity Savings

		TDV Gas Savings

		PV of Energy Cost Savings

		Solar Savings Fraction



		

		

		(kwh/yr)

		(Therms/yr)

		(TDV kBTU)

		(TDV kBTU)

		(PV$)

		(%)



		1. Arcata

		2,194

		3,109

		(54,869)

		481,418

		73,873

		59%



		2. Santa Rosa

		2,145

		3,701

		(45,860)

		573,684

		91,413

		73%



		3. Oakland

		2,223

		3,710

		(49,000)

		576,350

		91,331

		73%



		4. San Jose Reid

		2,162

		3,777

		(44,546)

		589,157

		94,320

		76%



		5. Santa Maria

		2,274

		4,065

		(49,013)

		642,126

		102,720

		81%



		6. Torrance

		2,320

		3,892

		(49,376)

		616,331

		98,190

		81%



		7. San Diego

		2,280

		3,934

		(48,310)

		626,454

		100,128

		83%



		8. Fullerton

		2,181

		3,827

		(44,476)

		605,564

		97,174

		81%



		9. Burbank-Glendale

		2,159

		3,785

		(42,786)

		599,289

		96,380

		81%



		10. Riverside

		2,126

		3,820

		(42,310)

		606,094

		97,641

		82%



		11. Red Bluff

		2,018

		3,557

		(40,187)

		552,886

		88,793

		74%



		12. Sacramento

		2,092

		3,550

		(42,347)

		547,697

		87,521

		72%



		13. Fresno

		1,921

		3,345

		(37,350)

		516,985

		83,067

		72%



		14. Palmdale

		2,174

		4,075

		(42,362)

		647,307

		104,769

		85%



		15. Palm Springs

		2,016

		3,595

		(38,196)

		574,555

		92,891

		90%



		16. Blue Canyon

		2,201

		3,901

		(44,639)

		608,914

		97,726

		71%





Active Glycol (Immersed HX)


		Climate Zone

		City

		Electricity Use

		Natural Gas Savings

		TDV Electricity Savings

		TDV Gas Savings

		PV of Energy Cost Savings

		Solar Savings Fraction



		

		

		(kwh/yr)

		(Therms/yr)

		(TDV kBTU)

		(TDV kBTU)

		(PV$)

		(%)



		1. Arcata

		6,345

		3,024

		(135,733)

		467,117

		57,392

		57%



		2. Santa Rosa

		6,224

		3,697

		(129,478)

		570,825

		76,436

		73%



		3. Oakland

		6,300

		3,691

		(131,767)

		571,070

		76,082

		73%



		4. San Jose Reid

		6,227

		3,775

		(128,544)

		586,338

		79,285

		76%



		5. Santa Maria

		6,332

		4,049

		(132,184)

		637,081

		87,442

		80%



		6. Torrance

		6,370

		3,869

		(132,604)

		610,290

		82,730

		81%



		7. San Diego

		6,348

		3,925

		(131,962)

		622,871

		85,019

		83%



		8. Fullerton

		6,261

		3,827

		(128,716)

		603,316

		82,195

		81%



		9. Burbank-Glendale

		6,211

		3,789

		(126,871)

		597,598

		81,524

		81%



		10. Riverside

		6,187

		3,818

		(126,430)

		603,530

		82,628

		82%



		11. Red Bluff

		6,111

		3,558

		(124,990)

		550,848

		73,754

		74%



		12. Sacramento

		6,162

		3,557

		(126,724)

		546,533

		72,706

		72%



		13. Fresno

		6,050

		3,350

		(123,207)

		515,690

		67,973

		72%



		14. Palmdale

		6,176

		4,072

		(125,679)

		644,145

		89,792

		85%



		15. Palm Springs

		6,026

		3,588

		(122,475)

		571,799

		77,818

		89%



		16. Blue Canyon

		6,235

		3,888

		(128,426)

		604,200

		82,398

		71%





Forced Circulation


		Climate Zone

		City

		Electricity Use

		Natural Gas Savings

		TDV Electricity Savings

		TDV Gas Savings

		PV of Energy Cost Savings

		Solar Savings Fraction



		

		

		(kwh/yr)

		(Therms/yr)

		(TDV kBTU)

		(TDV kBTU)

		(PV$)

		(%)



		1. Arcata

		5,444

		3,253

		(113,389)

		504,521

		67,739

		61%



		2. Santa Rosa

		5,534

		3,778

		(113,289)

		586,556

		81,964

		75%



		3. Oakland

		5,528

		3,815

		(113,493)

		594,399

		83,287

		76%



		4. San Jose Reid

		5,534

		3,839

		(112,817)

		599,352

		84,262

		77%



		5. Santa Maria

		5,602

		4,161

		(114,718)

		658,969

		94,258

		83%



		6. Torrance

		5,553

		4,006

		(113,670)

		635,998

		90,461

		83%



		7. San Diego

		5,561

		4,046

		(113,457)

		645,786

		92,193

		86%



		8. Fullerton

		5,546

		3,933

		(113,018)

		623,980

		88,492

		84%



		9. Burbank-Glendale

		5,534

		3,889

		(112,395)

		617,365

		87,455

		84%



		10. Riverside

		5,551

		3,917

		(112,711)

		622,982

		88,373

		84%



		11. Red Bluff

		5,495

		3,636

		(111,653)

		566,428

		78,762

		75%



		12. Sacramento

		5,485

		3,627

		(111,625)

		560,736

		77,781

		74%



		13. Fresno

		5,465

		3,418

		(110,761)

		529,539

		72,527

		74%



		14. Palmdale

		5,574

		4,102

		(112,796)

		651,578

		93,311

		85%



		15. Palm Springs

		5,497

		3,665

		(111,130)

		587,167

		82,444

		91%



		16. Blue Canyon

		5,660

		3,866

		(114,682)

		602,035

		84,404

		70%





Evacuated Tube (External HX)


		Climate Zone

		City

		Electricity Use

		Natural Gas Savings

		TDV Electricity Savings

		TDV Gas Savings

		PV of Energy Cost Savings

		Solar Savings Fraction



		

		

		(kwh/yr)

		(Therms/yr)

		(TDV kBTU)

		(TDV kBTU)

		(PV$)

		(%)



		1. Arcata

		4,477

		6,411

		(113,170)

		995,098

		152,740

		61%



		2. Santa Rosa

		4,362

		7,500

		(97,154)

		1,164,538

		184,858

		75%



		3. Oakland

		4,500

		7,501

		(102,877)

		1,166,852

		184,268

		75%



		4. San Jose Reid

		4,368

		7,623

		(94,223)

		1,190,444

		189,852

		78%



		5. Santa Maria

		4,631

		8,177

		(104,363)

		1,292,029

		205,689

		82%



		6. Torrance

		4,702

		7,834

		(104,754)

		1,240,888

		196,765

		83%



		7. San Diego

		4,627

		7,949

		(102,279)

		1,265,822

		201,512

		85%



		8. Fullerton

		4,426

		7,710

		(94,077)

		1,220,270

		195,043

		83%



		9. Burbank-Glendale

		4,364

		7,665

		(89,940)

		1,214,562

		194,771

		84%



		10. Riverside

		4,304

		7,700

		(88,752)

		1,222,148

		196,291

		84%



		11. Red Bluff

		4,104

		7,224

		(84,816)

		1,125,590

		180,250

		76%



		12. Sacramento

		4,244

		7,219

		(89,792)

		1,116,625

		177,835

		74%



		13. Fresno

		3,929

		6,837

		(79,225)

		1,060,310

		169,912

		75%



		14. Palmdale

		4,380

		8,209

		(87,869)

		1,305,502

		210,880

		87%



		15. Palm Springs

		3,994

		7,243

		(77,476)

		1,159,470

		187,388

		92%



		16. Blue Canyon

		4,488

		7,964

		(95,782)

		1,244,984

		199,028

		73%





High-rise Prototype


Active Glycol (External HX)


		Climate Zone

		City

		Electricity Use

		Natural Gas Savings

		TDV Electricity Savings

		TDV Gas Savings

		PV of Energy Cost Savings

		Solar Savings Fraction



		

		

		(kwh/yr)

		(Therms/yr)

		(TDV kBTU)

		(TDV kBTU)

		(PV$)

		(%)



		1. Arcata

		4,411

		6,140

		(110,735)

		950,087

		145,366

		58%



		2. Santa Rosa

		4,314

		7,356

		(92,847)

		1,139,156

		181,208

		73%



		3. Oakland

		4,477

		7,371

		(99,312)

		1,144,045

		180,935

		73%



		4. San Jose Reid

		4,348

		7,511

		(90,183)

		1,170,585

		187,113

		76%



		5. Santa Maria

		4,579

		8,082

		(99,371)

		1,275,746

		203,734

		80%



		6. Torrance

		4,671

		7,736

		(99,988)

		1,224,333

		194,723

		81%



		7. San Diego

		4,591

		7,827

		(97,850)

		1,245,831

		198,817

		83%



		8. Fullerton

		4,386

		7,609

		(89,829)

		1,203,551

		192,883

		81%



		9. Burbank-Glendale

		4,342

		7,530

		(86,443)

		1,191,540

		191,390

		81%



		10. Riverside

		4,278

		7,598

		(85,454)

		1,204,922

		193,879

		82%



		11. Red Bluff

		4,061

		7,071

		(81,281)

		1,098,230

		176,123

		73%



		12. Sacramento

		4,198

		7,055

		(85,506)

		1,087,351

		173,508

		72%



		13. Fresno

		3,863

		6,649

		(75,505)

		1,026,547

		164,709

		72%



		14. Palmdale

		4,383

		8,110

		(85,671)

		1,287,486

		208,140

		84%



		15. Palm Springs

		4,055

		7,164

		(77,036)

		1,144,331

		184,843

		89%



		16. Blue Canyon

		4,424

		7,745

		(90,281)

		1,207,972

		193,571

		70%





Active Glycol (Immersed HX)


		Climate Zone

		City

		Electricity Use

		Natural Gas Savings

		TDV Electricity Savings

		TDV Gas Savings

		PV of Energy Cost Savings

		Solar Savings Fraction



		

		

		(kwh/yr)

		(Therms/yr)

		(TDV kBTU)

		(TDV kBTU)

		(PV$)

		(%)



		1. Arcata

		12,737

		5,974

		(272,579)

		922,309

		112,525

		56%



		2. Santa Rosa

		12,494

		7,351

		(260,624)

		1,134,199

		151,293

		73%



		3. Oakland

		12,648

		7,333

		(265,025)

		1,133,921

		150,483

		73%



		4. San Jose Reid

		12,498

		7,511

		(258,496)

		1,165,725

		157,121

		76%



		5. Santa Maria

		12,716

		8,054

		(265,876)

		1,266,377

		173,275

		80%



		6. Torrance

		12,790

		7,691

		(266,832)

		1,212,464

		163,772

		80%



		7. San Diego

		12,747

		7,811

		(265,580)

		1,238,881

		168,564

		83%



		8. Fullerton

		12,566

		7,616

		(258,851)

		1,199,951

		162,987

		81%



		9. Burbank-Glendale

		12,463

		7,540

		(255,023)

		1,188,562

		161,678

		81%



		10. Riverside

		12,413

		7,598

		(254,153)

		1,200,317

		163,865

		82%



		11. Red Bluff

		12,255

		7,075

		(251,087)

		1,094,421

		146,055

		73%



		12. Sacramento

		12,359

		7,072

		(254,748)

		1,085,740

		143,918

		72%



		13. Fresno

		12,130

		6,659

		(247,544)

		1,024,217

		134,510

		72%



		14. Palmdale

		12,387

		8,106

		(252,441)

		1,281,279

		178,182

		84%



		15. Palm Springs

		12,081

		7,148

		(246,117)

		1,138,392

		154,531

		89%



		16. Blue Canyon

		12,509

		7,728

		(258,311)

		1,199,828

		163,060

		70%





Forced Circulation


		Climate Zone

		City

		Electricity Use

		Natural Gas Savings

		TDV Electricity Savings

		TDV Gas Savings

		PV of Energy Cost Savings

		Solar Savings Fraction



		

		

		(kwh/yr)

		(Therms/yr)

		(TDV kBTU)

		(TDV kBTU)

		(PV$)

		(%)



		1. Arcata

		10,914

		6,455

		(227,454)

		1,000,302

		133,848

		61%



		2. Santa Rosa

		11,087

		7,523

		(227,158)

		1,167,171

		162,799

		74%



		3. Oakland

		11,082

		7,597

		(227,692)

		1,182,758

		165,406

		75%



		4. San Jose Reid

		11,098

		7,647

		(226,213)

		1,193,197

		167,470

		77%



		5. Santa Maria

		11,235

		8,291

		(230,284)

		1,312,212

		187,377

		82%



		6. Torrance

		11,128

		7,987

		(227,941)

		1,267,332

		180,010

		83%



		7. San Diego

		11,148

		8,066

		(227,611)

		1,286,960

		183,467

		85%



		8. Fullerton

		11,121

		7,839

		(226,723)

		1,242,929

		175,995

		83%



		9. Burbank-Glendale

		11,096

		7,753

		(225,447)

		1,229,857

		173,952

		83%



		10. Riverside

		11,128

		7,808

		(226,089)

		1,241,116

		175,791

		84%



		11. Red Bluff

		11,015

		7,241

		(223,889)

		1,127,207

		156,444

		75%



		12. Sacramento

		10,990

		7,220

		(223,829)

		1,115,137

		154,364

		73%



		13. Fresno

		10,953

		6,809

		(222,119)

		1,053,928

		144,059

		73%



		14. Palmdale

		11,178

		8,187

		(226,268)

		1,299,683

		185,903

		85%



		15. Palm Springs

		11,018

		7,312

		(222,670)

		1,170,931

		164,227

		91%



		16. Blue Canyon

		11,337

		7,703

		(229,711)

		1,198,883

		167,849

		70%





Water Drainback


		Climate Zone

		City

		Electricity Use

		Natural Gas Savings

		TDV Electricity Savings

		TDV Gas Savings

		PV of Energy Cost Savings

		Solar Savings Fraction



		

		

		(kwh/yr)

		(Therms/yr)

		(TDV kBTU)

		(TDV kBTU)

		(PV$)

		(%)



		1. Arcata

		10,966

		6,533

		(229,064)

		1,012,760

		135,727

		62%



		2. Santa Rosa

		11,157

		7,646

		(228,991)

		1,187,091

		165,932

		76%



		3. Oakland

		11,150

		7,673

		(229,427)

		1,193,838

		167,024

		76%



		4. San Jose Reid

		11,176

		7,801

		(228,404)

		1,219,075

		171,572

		79%



		5. Santa Maria

		11,299

		8,399

		(231,914)

		1,329,047

		190,010

		83%



		6. Torrance

		11,218

		8,061

		(229,758)

		1,278,562

		181,640

		84%



		7. San Diego

		11,229

		8,143

		(229,295)

		1,298,583

		185,188

		86%



		8. Fullerton

		11,191

		7,909

		(228,235)

		1,253,580

		177,578

		84%



		9. Burbank-Glendale

		11,166

		7,810

		(227,036)

		1,238,426

		175,161

		84%



		10. Riverside

		11,188

		7,878

		(227,415)

		1,251,938

		177,435

		85%



		11. Red Bluff

		11,087

		7,333

		(225,533)

		1,142,051

		158,730

		76%



		12. Sacramento

		11,066

		7,308

		(225,525)

		1,129,322

		156,527

		74%



		13. Fresno

		11,023

		6,894

		(223,703)

		1,067,279

		146,097

		74%



		14. Palmdale

		11,249

		8,393

		(227,765)

		1,335,608

		191,865

		87%



		15. Palm Springs

		11,090

		7,356

		(224,086)

		1,177,721

		165,158

		92%



		16. Blue Canyon

		11,166

		8,089

		(227,463)

		1,265,001

		179,689

		73%





6.8 System Assumptions from CSI-Thermal Incentive Calculator Documentation
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6.9 Evolution of Recommended Code Language


This section documents the versions of proposed language produced by the CASE team for the combined Multi-Family Domestic Hot Water and Solar Water Heating topic. Changes occurred between the versions are shown in red to help accentuate the differences. The evolution of the versions is summarized below:


4. First draft: HMG’s version presented in the CEC pre-rulemaking workshop on 6/9/2011


5. Second draft: Revised HMG version based on comments collected during the CEC pre-rulemaking workshop


6. CalSEIA’s recommendation


7. CEC’s direction: provided in response to reviewing CBIA/ConSol memo


8. Third draft: Revised HMG version based on consideration of CalSEIA input and CEC’s guidance.


6.9.1 First Version


Section 151(f) 8C


C. For systems serving multiple dwelling units, a central water heating system that includes the following components shall be installed: that has

1. gGas or propane water heaters, boilers or other water heating equipment that meet the minimum efficiency requirements of Sections 111 and 113., and

2. A solar water heating system with solar fraction specified in Table 151-C, and

3. and aA water heating recirculation loop system that meets the requirements of Section 113(c)2 and Section 113(c)5 and is equipped with a demand control and has two recirculation loops each serving half of the building. shall be installed.

Table 151-C


		

		Climate Zone



		

		1

		2

		3

		4

		5

		6

		7

		8

		9

		10

		11

		12

		13

		14

		15

		16



		(requirements for other building components and systems – no change)



		WATER-HEATING

		General

		System shall meet Section 151(f)8 or Section 151(b)1



		

		Solar Savings Fraction for multifamily buildings

		0.2

		0.25

		0.2

		0.2

		0.2

		0.15

		0.15

		0.15

		0.15

		0.3

		0.40

		0.25

		0.35

		0.45

		0.50

		0.4





Section 113(c)2


2. Controls for hot water distribution systems. Service hot water systems with circulating pumps or with electrical heat trace systems shall be capable of automatically turning off the system.

EXCEPTION to Section 113(c)2: Water heating systems serving a single dwelling unit.


Section 150(n)


 (n) Water Heating Recirculation Loops Serving Multiple Dwelling Units. Water heating recirculation loops serving multiple dwelling units shall meet the requirements of Section 113(c)5.


 (n) Water Heating System Serving Multiple Dwelling Units. 

1. Water heating recirculation loops serving multiple dwelling units shall meet the requirements of Section 113(c)5.


2. The following items shall be clearly shown and labeled on building plans/drawings submitted for building permit:

A. Marked solar zone for potential future solar collectors on the roof or other available space on the building site

1. The solar zone shall  be at least 1.5 % of building conditioned floor area or 30% of the total available roof area whichever is smaller and be oriented between 90° and 270°.

- Exception 1 to Section 150(n)2A1: The area of roof shaded from existing trees, utility poles, 
other buildings, and other non-building sources are exempted from the available roof area 
requirement.

2. The solar zone shall be minimally shaded by vents, chimneys, architectural features, mechanical equipment or other obstructions that are on the roof or any other part of the building. Any vent, chimney, or other architectural feature shall be a minimum distance of twice the height from the reserved area(s).

- Exception 1 to Section 150(n)2A2: Any vent, chimney, or other architectural feature to the 
north of the reserved roof area(s) shall be exempt from the minimum shading requirement.  


3. The solar zone shall be sited in compliance with Section 2 of the California Department of Forestry and Fire Protection Office of the State Fire Marshal Solar Photovoltaic Installation Guideline


B. Marked solar tank area for potential solar water heating storage tank installation of a minimum X sf or X% of conditioned floor area

C. Marked plumbing and conduit paths between the solar zone and the solar tank area


D. Marked plumbing and conduit paths between the solar tank area and the water heater(s)/boiler(s)


EXCEPTION to  Section 150(n)2: Buildings with an installed solar water heating system that meets Section 151(f) 8C ii. 

6.9.2 Second Version


Section 151(f) 8C


D. For systems serving multiple dwelling units, a central water heating system that includes the following components shall be installed:

1. gGas or propane water heaters, boilers or other water heating equipment that meet the minimum efficiency requirements of Sections 111 and 113., and

2. A solar water heating system with solar savings fraction specified in Table 151-C, and

3. and aA water heating recirculation loop system that meets the requirements of Section 113(c)2 and Section 113(c)5 and is equipped with a demand control and has two recirculation loops each serving half of the building. shall be installed


Table 151-C


		

		Climate Zone



		

		1

		2

		3

		4

		5

		6

		7

		8

		9

		10

		11

		12

		13

		14

		15

		16



		(requirements for other building components and systems – no change)



		WATER-HEATING

		General

		System shall meet Section 151(f)8 or Section 151(b)1



		

		Solar Savings Fraction for multifamily buildings

		0.2

		0.25

		0.2

		0.2

		0.2

		0.15

		0.15

		0.15

		0.15

		0.3

		0.40

		0.25

		0.35

		0.45

		0.45

		0.4





Section 113(c)2


3. Controls for hot water distribution systems. Service hot water systems with circulating pumps or with electrical heat trace systems shall be capable of automatically turning off the system.

EXCEPTION to Section 113(c)2: Water heating systems serving a single dwelling unit.


Section 150(n)


 (n) Water Heating Recirculation Loops Serving Multiple Dwelling Units. Water heating recirculation loops serving multiple dwelling units shall meet the requirements of Section 113(c)5.


 (n) Water Heating System Serving Multiple Dwelling Units. 

1. Water heating recirculation loops serving multiple dwelling units shall meet the requirements of Section 113(c)5.


2. The following items shall be clearly shown and labeled on building plans/drawings submitted for building permit:

A. Marked solar zone on the roof and/or structures attached to the building:

1. The solar zone shall  be at least 1.5 % of building conditioned floor area or 30% of the total available roof area whichever is smaller and be oriented between 90° and 270°.

- Exception 1 to Section 150(n)2A1: The area of roof shaded 
from existing trees, utility poles, other buildings, and other non-
building sources are exempted from the available roof area 
requirement.

2. The solar zone shall be minimally shaded by vents, chimneys, architectural features, mechanical equipment or other obstructions that are on the roof or any other part of the building. Any vent, chimney, or other architectural feature shall be a minimum distance of twice the height from the reserved area(s).

- Exception 1 to Section 150(n)2A2: Any vent, chimney, or 
other architectural feature to the north of the reserved roof 
area(s) 
shall be exempt from the minimum shading requirement.  


3. The solar zone may be comprised of smaller sub-areas. No sub-area  shall be smaller than 80 sqft, and all areas must be at least 5 feet wide in the narrowest dimension. 


4. The solar zone shall be sited in compliance with Section 2 of the California Department of Forestry and Fire Protection Office of the State Fire Marshal Solar Photovoltaic Installation Guideline


B. Marked solar tank area with a minimum area in sqft determined by:
0.0004 x building CFA + 13
The area must be at least 4 ft wide in the narrowest dimension.

C. Marked plumbing and conduit paths between the solar zone and the solar tank area


D. Marked plumbing and conduit paths between the solar tank area and the water heater(s)/boiler(s)


EXCEPTION to  Section 150(n)2: Buildings with an installed solar water heating system that meets Section 151(f) 8C ii are exempt from the solar water heating ready requirements. 

6.9.3 CalSEIA’s Written Comment

Section 150(n)


(n) Water Heating System Serving Multiple Dwelling Units. 

2. The following items shall be clearly shown and labeled on building plans/drawings submitted for building permit: 

A. Marked solar zone on the roof and/or structures attached to the building:


3. The solar zone may be comprised of smaller sub-areas. No sub-area shall be smaller than 33 percent of the total area of the solar zone, and all areas must be at least 18 feet wide in the east-west dimension, and 15 feet wide in the north-south dimension.

B. Marked solar storage tank area (marked area) with a minimum area in square feet equivalent to no less than 1.6 square feet of flat, structurally adequate area for each 10 square feet of solar collector area.  The marked area must be at least 10 feet wide in the narrowest dimension

1. The marked area may be inside or outside the structure upon which the solar collectors are mounted.

2. There must be sufficient access to accommodate the movement of a solar storage tank with dimensions six feet in height by eight feet in width into and out of the marked storage tank area, and the marked area must be structurally capable of supporting a live load of 180 pounds per square foot.

3. If the marked area is outside the structure, the marked area shall be 100 feet or less from the conventional water heating equipment, and shall have a marked plumbing path(s) to the conventional water heating equipment.

[1] The Commission uses a 3% discount rate for determining present values for Standards purposes.



� Federal Residential Renewable Energy Tax Credit: � HYPERLINK "http://www.dsireusa.org/incentives/incentive.cfm?Incentive_Code=US37F" �http://www.dsireusa.org/incentives/incentive.cfm?Incentive_Code=US37F�



� Program goal includes “achieving the installation of natural gas-displaying systems that displace 585 million therms over the 25-year life of the systems.”
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 “Average Annual Access”:  Enter the integer percent for the average annual solar access to the 
collector array between the hours of 10am and 3pm. Use a shade analysis device to determine 
this value.  The minimum allowable average annual availability of the solar collector(s) between 
the hours of 10:00 am and 3:00 pm is 85 percent (15 percent average annual shade between 
10:00 am and 3:00 pm).  



 



 “Project Name”:  Enter the project name and reservation ID (if available). This is used for your 



reference and will be included on the results email. This input field only applies to the public 



version of the calculator. 



 



 “Email Address”:  Enter your email address. The calculator will email you results. This process 
typically takes about 15 minutes to complete, but may take longer if the system is processing 
many requests.  You will receive an email when your results are ready. This input field only 
applies to the public version of the calculator.  



 



 
 



4. Getting Started 
As you start using the calculator, there are a few things to keep in mind: 



 Please allow at least 20 minutes for your results to be returned; results may take longer, even 



up to a few hours. 



 Input fields are not negotiable. This is a final version of the calculator. 



 Please contact your local Program Administrator for program questions. Contact information is 



listed at www.gosolarcalifornia.org/solarwater 



 If you experience technical difficulties please contact support at support@csithermal.com or 



888-323-3133. 



5. Assumptions 



 Collector Fluid:  



o 40% propylene glycol for all systems requiring an anti-freeze solution 



o water for drainback systems 



o water for direct forced circulation systems 



 



Fluid properties are constant during the simulation and were based on a 40 C (104 F) average 



fluid temperature. 



 





mailto:support@csithermal.com
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 Weather:  



California climate zone data in Energy+ format will be used to drive the annual simulations.  The 



wind speed required by the TRNSYS external pipe models and un-glazed solar collector models will 



be reduced to 30% of the value from the data file to account for local obstructions and near-surface 



effects. Solar shading of the collector surface is not accounted for in the TRNSYS simulations (but it 



easily could be) but rather used to provide a linear multiplier on the calculated rebate (calculated in 



the web tool).   The weather data is provided on an hourly basis and the TRNSYS program 



interpolates the data for us in its sub-hourly calculations (currently set to 1-minute timesteps). 



 



 Environment Temperature: 



The environment temperature for heat loss calculations for the storage tanks and tank/HX piping is 



assumed be that of semi-conditioned space.   The temperature of semi-conditioned space is defined 



to be 1/3 of the temperature difference from the ambient temperature to 72 F:  



Tenvironment = Tambient + (72 F – Tambient)/3 



 



 Flat Plate and Evacuated Tube Solar Collectors:  



o Parameters provided by the user selection of an OG100 solar thermal collector from the 



web site: 



 Gross collector area 



 collector intercept efficiency, 



 collector 1st- order loss coefficient and 2nd-order loss coefficients 



 as-tested flow rate 



 as-tested fluid description (water etc.) 



 1st-order and 2nd-order incidence angle modifiers coefficients for flat plate 



collectors 



 1st-order and 2nd-order transverse incidence angle modifiers coefficients and 



1st-order and 2nd-order longitudinal incidence angle modifiers coefficients for 



evacuated tube solar collectors. 



 



o Parameters provided by the user from the web site: 



 # of collector modules 



 Slope of collector surface (0=horizontal, 90=vertical) 



 Azimuth of collector surface (180=south,270=west, 0=north, 90=east) 



 # of panels in series per parallel flow path 



 



o Assumed parameters:  



 Thermal capacitance of the solar collectors is set to 10 kJ/m2.K 
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 50 thermal nodes (isothermal temperature section) per module along the flow 



path 



 



 Collector Piping: 



Assumed parameters:  



o All pipes in the model are assumed to be standard size Type L copper pipes sized to 



maintain 4’/second or less fluid velocity at peak flow conditions; up to a 2” nominal size.  



The inner and outer diameters for these commonly used copper pipes are listed below. 



 



Nominal 
Size 



Outer 
diameter 



Inner 
diameter 



3/8” 0.500” 0.430” 



1/2” 0.625” 0.545” 



5/8” 0.750” 0.668” 



3/4” 0.875” 0.785” 



1” 1.125” 1.025” 



1 ¼ “ 1.375” 1.265” 



1 ½ “ 1.625” 1.505” 



2” 2.125” 1.985” 



 



Beyond 2 inches, the inner diameter of the pipes are ideally sized to maintain the 4’/second 



criteria and the outer diameter is calculated based upon the ratio of the outer diameter to 



the inner diameter for the nominal 2” Type L copper pipe. 



o The total length of the collector loop piping (from the collector to the heat exchanger 



and back for indirect systems and from the collector to the tank and back for direct 



systems) is calculated as:   



Total Length = 50’ + 5’ * Number of Collector Modules 



 This length is divided equally amongst the collector supply and return lines. 



o All collector loop pipes are assumed to be insulated with ¾” pipe insulation with a 



thermal conductivity of 0.04 W/m.K (similar properties to an Aerogel-like material).   



o Internal and external fluid convection resistances are accounted for in the model.   



o Pipes have a temperature distribution along the flow direction (10 nodes per pipe) with 



the amount of stratification set from an earlier analysis that looked at simulation speed 



versus accuracy. 



o Collector pipes are assumed to be located outdoors and are exposed to the ambient 



temperature and reduced ambient wind speed for convective losses with long-wave 



radiation losses (emissivity=0.9) calculated based upon the sky temperature. 
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 Collector Pump: 



Assumed parameters:  



o Collector-side flow rate is set at 1 gallon per minute through each collector.  The total 



collector loop flow rate is then: 



 Gallons per Minute = # Collector Modules / # Collectors in Series per Parallel 



Loop 



o Pump power assumed to be a linear function of flow rate and set at 15 Watts/gpm.   



o The pump is assumed to have a motor efficiency of 90% and an overall efficiency of 



60%. 



 



 External Heat Exchanger (External HX Systems Only): 



Assumed parameters:  



o The external heat exchanger will be modeled as a constant-effectiveness heat exchanger 



with an effectiveness of 0.4 for all double-wall cases (separation of glycol and water). 



o The external heat exchanger will be modeled as a constant-effectiveness heat exchanger 



with an effectiveness of 0.5 for all single-wall cases (separation of water and water). 



o The heat exchanger has no thermal losses. 



o The effectiveness of the heat exchanger does not change with time (no fouling). 



 



 Tank/HX Pump (External HX Systems Only): 



Assumed parameters:  



o Tank-side volumetric flow rate is set equal to the collector-side volumetric flow rate. 



o Pump power assumed to be a linear function of flow rate and set at 15 Watts/gpm.   



o The pump is assumed to have a motor efficiency of 90% and an overall efficiency of 



60%. 



 



 Tank/HX Piping (External HX Systems Only): 



Assumed parameters:  



o All pipes in the model are assumed to be standard size Type L copper pipes sized to 



maintain 4’/second or less fluid velocity at peak flow conditions; up to a 2” nominal size.  



The inner and outer diameters for these commonly used copper pipes are listed below. 
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Nominal 
Size 



Outer 
diameter 



Inner 
diameter 



3/8” 0.500” 0.430” 



1/2” 0.625” 0.545” 



5/8” 0.750” 0.668” 



3/4” 0.875” 0.785” 



1” 1.125” 1.025” 



1 ¼ “ 1.375” 1.265” 



1 ½ “ 1.625” 1.505” 



2” 2.125” 1.985” 



 



o Beyond 2 inches, the inner diameter of the pipes are ideally sized to maintain the 



4’/second criteria and the outer diameter is calculated based upon the ratio of the outer 



diameter to the inner diameter for the nominal 2” Type L copper pipe. 



o The total length of the tank loop piping (from the tank to the heat exchanger and back) 



is set to 40’ with the length divided equally amongst the supply and return lines. 



o All tank loop pipes are assumed to be insulated with ¾” pipe insulation with a thermal 



conductivity of 0.04 W/m.K (similar properties to an Aerogel-like material).   



o Internal and external fluid convection resistances are accounted for in the model.   



o Pipes have a temperature distribution along the flow direction (10 nodes per pipe) with 



the amount of stratification set from an earlier analysis that looked at simulation speed 



versus accuracy. 



o Tank loop pipes are assumed to be located within semi-conditioned space and are 



exposed to a prescribed environment temperature for calculation of both the 



convective and long-wave radiation losses (emissivity=0.9).  The pipes are assumed to 



be in stagnant air (no air velocity) with a horizontal orientation for natural convection 



heat transfer calculations.   



 



 Solar Controller: 



Assumed parameters:  



o The controller used to turn on and off the collector-side pumps is assumed to be a 



differential controller with a 20 F turn-on deadband and a 5 F turn-off deadband.  The 



controller is sensing the collector fluid outlet temperature and a storage tank fluid 



temperature located near the bottom 1/3 of the storage tank (node 8 of 10 in the solar 



tank).   



o The controller does not allow short cycling of the pumps, enforcing a 5 minute minimum 



run-time and 5-minute minimum off-time condition.   



o The controller will also check the temperature of the storage tank; ceasing pump 



operation if the storage tank reaches 170 F.  The pump will only then be enabled when 



the storage tank temperature falls below 160 F. 
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o The controller also watches the collector fluid temperature and will turn on the pumps if 



the collector temperature reaches 300 F; provided the top of the solar storage tank has 



not reached the 175 safety limit.  The pumps will shut off when the collector 



temperature falls below 280 F or if the top of the storage tank reaches 170 F. 



o For direct forced-circulation systems, the controller will initiate pump operation when 



the temperature of the fluid in the collector falls to 35 F and will continue to run the 



pumps until the temperature at the collector outlet reaches 45 F. 



 



 Drainback Tank (If Present): 



Assumed parameters:  



o The volume of the drainback tank is set from a linear function of the number of collector 



modules and is set by:  Gallons = 10 + 2 *Modules 



o The heat loss coefficient for the drainback tank is set to 3 kJ/h.m2.K 



o The drainback tank is assumed to be rectangular in shape with the height being 2/3 the 



length of the sides.   



o The drainback tank is assumed to be fully mixed at all times. 



o The drainback tank is assumed to be located within semi-conditioned space. 



 



 Solar Storage Tank: 



o Parameters provided by the user from the web site for the storage tank: 



 Total nominal volume of primary storage (gallons) 



 Number of identical primary solar storage tanks 



 Type of auxiliary heat input (electric, gas, or gas tankless) 



 Nameplate auxiliary heating input rate for 1-tank systems  



 



The primary (solar) storage tank for this project, for systems with immersed heat exchangers, is 



based loosely on the popular 120 gallon version of the Bradford-White PowerStor storage tank 



(immersed heat exchanger).    Detailed model calibrations have been done in TRNSYS in order to 



set the immersed heat exchanger free convection parameters for this storage tank such that the 



results from the model closely match the published I=B=R ratings for the tank.   



Assumed parameters:  



o The fluid volume is 90% of the user-provided nominal storage volume 



o The solar storage tank will be modeled as a single storage tank with parameters chosen 



to mimic a user-specified number of storage tanks connected in parallel. 



o The tanks are assumed to be located within semi-conditioned space. 
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o Stratification is modeled in the storage tank through the use of 10 uniform-temperature 



layers (nodes) in the storage tank.   



o The overall heat loss coefficient of each solar storage tank is calculated using an 



algorithm provided by ASHRAE Standard 90.1-2007, Addendum k, Table 7.8.   



 For solar storage tanks with electric backup and having less than or equal to 12 



kW of rated heating capacity, the energy factor for the tank is calculated as 



0.97-0.00132*Gallons.  From the calculated energy factor, the heat loss 



coefficient of the storage tank can be derived. 



 For solar storage tanks with electric backup and having greater than 12 kW of 



rated heating capacity, the heat loss in BTU/h from the storage tank at a water-



to-air temperature difference of 70 F is calculated as 20+35*√Gallons.  From the 



calculated heat loss, the heat loss coefficient of the storage tank can be 



determined. 



 For solar storage tanks with gas back-up, the assumption is made that the 



heating system is external to the storage tank (gas boiler with an immersed heat 



exchanger etc.).  The storage tank can then be described as an un-fired storage 



tank with a corresponding level of insulation of R12.5.  The losses for the 



modeled tank are doubled from the theoretical R12.5 insulation to account for 



thermal shorts and other tank heat loss as done in the SRCC OG300 standard. 



 For solar storage tanks in preheat systems (no auxiliary heat input) , the 



assumption is made that the tank is an un-fired storage tank with a 



corresponding level of insulation of R12.5.  The losses for the modeled tank are 



doubled from the theoretical R12.5 insulation to account for thermal shorts and 



other tank heat loss as done in the SRCC OG300 standard. 



 



The total heat loss coefficient for all of the solar storage tanks is then calculated and a 



single storage tank, with the same height-to-diameter ratio, a volume equal to the 



volume of all the individual storage tanks, and an effective heat loss coefficient that 



provided the same total heat loss coefficient as the sum of the individual tanks, is then 



modeled. 



o The ratio of the height of the solar storage tank  to the diameter of the solar storage 



tank is assumed to be that of the 120 gallon storage tank; 2.608:1 



o In all systems where water is heated by the collector loop and returned to the storage 



tank, the heated water is assumed to enter at the very top of the storage tank (node 1) 



unless the primary storage tank contains an auxiliary heating system (electric or gas but 



not gas tankless).  In the case where the solar storage contains an auxiliary heating 



system, the heated water enters the tank just below the heated section of the storage 



tank (node 4).  The return water to the collector loop is assumed to occur from the 



bottom of the solar storage tank (node 10). 
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o The mains water enters at the very bottom of the storage tank (node 10) and exits at 



the very top of the storage tank (node 1).  Cold water inlets through a diptube are not 



considered in this analysis. 



 



If the system configuration in question has an immersed heat exchanger then the following 



assumptions apply: 



o Immersed heat exchangers separating glycol from potable water are assumed to be 



double-wall heat exchangers while immersed heat exchangers separating water from 



potable water are assumed to be single-wall heat exchangers. 



o The inner diameter of the coiled tube heat exchanger piping is set to 0.03306 meters 



and the outside diameter of the coiled tube heat exchanger is set to 0.03810 meters.  



These values are based on published data for the Powerstor series storage tanks. 



o The length of each heat exchanger coiled tube is 11.02 meters (this value is based on 



published data for the Powerstor series storage tanks) 



o The thermal conductivity of the heat exchanger material is assumed to be 50 kJ/h.m.K 



for double-wall immersed heat exchangers and 150 kJ/h.m.K for single-wall immersed 



heat exchangers.  These values were used in the calibration of the tank model to 



published data for the Powerstor series tanks which allowed us to set the natural 



convection coefficients to best match the published performance data (different for 



single and double-wall cases). 



o The diameter of the coiled tube heat exchanger was set to 0.3508 meters with a tube-



to-tube spacing of 0.05588 meters. 



o The number of identical coiled tube heat exchangers in the storage tank is calculated 



based on the ratio of the total user-specified solar storage tank volume to the volume of 



the 120 gallon base tank (with a non-integer number of heat exchangers possible). 



o The coiled tube heat exchanger is located near the bottom of the storage tank with the 



uppermost sections in node 6 (heated fluid entrance) and the lowermost sections in 



node 9 (heated fluid exit). 



o When the heat exchanger is charging the solar storage tank, a convective mixing loop is 



assumed to occur with heated fluid rising from the heat exchanger to the top of the 



storage tank (or just below the auxiliary heated section of the tank), turning, and 



returning to the bottom of the storage tank.  The mass flow rate of this convective loop 



is strictly a function of the volume of the fluid that is unheated by the auxiliary heater; 



150 kg/h for tanks without auxiliary heat and 100 kg/h for tanks with the upper section 



heated by auxiliary.  These values were obtained by matching TRNSYS simulation models 



to measured SDHW performance for tanks similar in construction to the Powerstor 



series of tanks.  These convective mixing flow rates are then multiplied by the ratio of 



the total solar storage volume to 120 gallons. 



 



If the system configuration in question has an auxiliary heating system in the primary storage tank 



then the following assumptions apply: 
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o The upper 30% of the primary storage tank is assumed to be heated by auxiliary. 



o The efficiency of the heating device is set by the type of device; 0.98 for electric systems 



and 0.82 for gas systems. 



o The capacity of the auxiliary heating device is provided by the user in the web tool. 



o The capacity of the auxiliary heating device for the base system (comparison system) is 



calculated by doubling the rate of energy required to raise the maximum hourly hot 



water draw from the mains water temperature to the user-specified hot water auxiliary 



setpoint temperature. 



o The setpoint of the auxiliary-heated section of the tank is provided by the user with an 



assumed 5 degree Fahrenheit deadband temperature difference for the controller. 



o The thermal losses from the auxiliary heater to the environment, and from any exposed 



pipes in the auxiliary heating system, are ignored. 



o The small parasitic pump power (if any) associated with the auxiliary heating system is 



ignored. 



 



 Auxiliary Storage Tank (If Present): 



Parameters provided by the user from the web site for the auxiliary storage tank: 



o Nominal volume of auxiliary storage tank (gallons) 



o Number of identical auxiliary storage tanks 



o Type of auxiliary heat input (electric, gas, or gas tankless) 



o Nameplate auxiliary heating input rate for back-up system 



 



The auxiliary storage tank for this project is also based loosely on the 120 gallon version of the 



Bradford-White PowerStor storage tank.       



Assumed parameters:  



o The fluid volume is 90% of the user-provided nominal storage volume 



o The auxiliary storage tank will be modeled as a single storage tank with parameters 



chosen to mimic a user-specified number of auxiliary storage tanks connected in 



parallel. 



o The tank is assumed to be located within semi-conditioned space. 



o Stratification is modeled in the storage tank through the use of 10 uniform-temperature 



layers (nodes) in the storage tank.   



o The overall heat loss coefficient of each storage tank is calculated using an algorithm 



provided by ASHRAE Standard 90.1-2007, Addendum k, Table 7.8.   



 For storage tanks with electric backup and having less than or equal to 12 kW of 



rated heating capacity, the energy factor for the tank is calculated as 0.97-



0.00132*Gallons.  From the calculated energy factor, the heat loss coefficient of 



the storage tank can be derived. 
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 For storage tanks with electric backup and having greater than 12 kW of rated 



heating capacity, the heat loss in BTU/h from the storage tank at a water-to-air 



temperature difference of 70 F is calculated as 20+35*√Gallons 



 For storage tanks with gas back-up, the assumption is made that the heating 



system is external to the storage tank (gas boiler with an immersed heat 



exchanger etc.).  The storage tank can then be described as an un-fired storage 



tank with a corresponding level of insulation of R12.5.  The losses for the 



modeled tank are doubled from the theoretical R12.5 insulation to account for 



thermal shorts and other tank heat loss as done in the SRCC OG300 standard. 



 



The total heat loss coefficient for all of the auxiliary storage tanks is then calculated and 



a single storage tank, with the same height-to-diameter ratio, a volume equal to the 



volume of all the individual storage tanks, and an effective heat loss coefficient that 



provided the same total heat loss coefficient as the sum of the individual tanks, is then 



modeled. 



 



o The ratio of the height of the auxiliary storage tank  to the diameter of the auxiliary 



storage tank is assumed to be that of the 120 gallon storage tank; 2.608:1 



o The heated water from the storage tank enters at the very bottom of the storage tank 



(node 10) and exits at the very top of the storage tank (node 1).  A diptube is not 



considered in this analysis. 



o The return water from the recirculation loop (if enabled) enters at the very bottom of 



the storage tank (node 10) and exits at the very top of the storage tank (node 1).   



o If the auxiliary storage tank has an electric heating system then the tank is heated by 



two immersed electrical heating elements.  The uppermost heating element, and its 



associated thermostat, is situated such that the upper 30% of the auxiliary storage tank 



is heated (node 3). The lower heating element, and its associated thermostat, is situated 



such that the upper 70% of the auxiliary storage tank can be heated by this heating 



element (node 7).  The upper heating element is controlled to maintain the temperature 



at the user-specified set point temperature with a temperature deadband of 15 F.    The 



lower heating element is controlled to maintain the temperature at the user-specified 



set point temperature with a temperature deadband of 5 F.  The heating elements are 



controlled in a master/slave arrangement where the lower heating element is only 



enabled if the upper heating thermostat is satisfied. The efficiency of the electric 



heating devices is 0.98.  The capacity of each auxiliary heating device is calculated by 



halving the user-specified auxiliary heating rate.  The capacity of each auxiliary heating 



device in the base system is calculated by doubling the rate of energy required to raise 



the maximum hourly hot water draw from the mains water temperature to the user-



specified hot water auxiliary setpoint temperature. 



o If the auxiliary storage tank has a gas heating system then the entire tank is heated from 



the bottom (node 10) by a gas heat source with an efficiency of 0.82.  The thermostat 



for the heating system is located near the bottom of the tank (node 9) and is controlled 
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to maintain the user-specified temperature setpoint with a temperature deadband of 5 



F.  The capacity of the auxiliary heating device is then simply the user-specified auxiliary 



heating rate.  The capacity of the auxiliary heating device in the base system is 



calculated by doubling the rate of energy required to raise the maximum hourly hot 



water draw from the mains water temperature to the user-specified hot water auxiliary 



setpoint temperature. 



 



 Tankless Gas Water Heater (If Present): 



Assumed parameters:  



o The tankless water heater in the solar system has a user-defined capacity and the 



tankless water heater in the base system has an unlimited capacity to meet the hot 



water demand. 



o The capacity is perfectly adjustable such that device exactly meets the temperature 



demand. 



o The efficiency of the tankless water heater is 0.82 for gas tankless systems and 0.98 for 



electric tankless systems. 



o No thermal losses or parasitic energy consumption is modeled. 



o The setpoint temperature for the tankless system is set to the desired water delivery 



temperature (a user-specified value). 



 



 Tempering Control: 



The system is assumed to have two separate tempering valves which restrict the delivery 



temperature of the heated water by bypassing part of the mains water stream around the storage 



tank and mixing it back in with the heated water coming from the tank.  The first tempering valve 



(only for a two tank system) limits the temperature of the water leaving the solar storage tank on 



the load-side to 160 F (limit on temperature entering the auxiliary storage tank).  The second 



tempering valve limits the temperature of the water being delivered to the load to the user-



specified hot water delivery temperature. 



 



 DHW Loads: 



Parameters provided by the user from the web site: 



o Daily hot water consumption (gallons) 



o DHW Profile 



The table at the end of this document lists the hourly fraction of daily hot water consumption 



for each of the draw profiles available to the user. 
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Assumed parameters:  



o The minimum flow rate at any time is assumed to be at 0.5 gallons per minute. For 



example if at 2 am the draw schedule and draw volume dictate that the total amount of 



hot water drawn over the hour is 2 gallons, then the system will deliver 0.5 gpm of 



heated water for 4 minutes at the beginning of the hour and sit idle for the remainder of 



the hour (as opposed to drawing 2 gallons per hour for the entire hour).  This is done to 



avoid the unrealistic continuous trickle of hot water over an hour which can occur 



during low-draw periods. 



o The main water temperature is based upon an algorithm developed by NREL based on 



measured data and is a function of the time of year and the monthly average ambient 



air temperatures for the location.  This mains water temperature profile is on average 



about 6 degrees Fahrenheit warmer than the algorithm used in the OG-300 rating 



program (F-Chart method).  This will significantly alter the results when compared with 



standard OG-300 systems. 



 Hot Water Delivery Pipes: 



Assumed parameters:  



o All hot water pipes in the model are assumed to be standard size Type L copper pipes 



sized to maintain 4’/second or less fluid velocity at peak flow conditions; up to a 2” 



nominal size.  The inner and outer diameters for these commonly used copper pipes are 



listed below. 



 



Nominal 
Size 



Outer 
diameter 



Inner 
diameter 



3/8” 0.500” 0.430” 



1/2” 0.625” 0.545” 



5/8” 0.750” 0.668” 



3/4” 0.875” 0.785” 



1” 1.125” 1.025” 



1 ¼ “ 1.375” 1.265” 



1 ½ “ 1.625” 1.505” 



2” 2.125” 1.985” 



 



Beyond 2 inches, the inner diameter of the pipes are ideally sized to maintain the 4’/second 



criteria and the outer diameter is calculated based upon the ratio of the outer diameter to 



the inner diameter for the nominal 2” Type L copper pipe. 



 



o The DHW load is assumed to be removed at two points in the system; one-half of the 



load is removed at the half-way point down the pipe run and the remaining load is 



removed at the end of the pipe run. 
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o The length of the hot water pipe from the storage/heating system to the first load point 



is calculated as:    Pipe Length = 25’ + 0.05’ * Gallons of Hot Water Usage per Day 



o The length of the hot water pipe from the first load point to the second load point is 



calculated as:     Pipe Length = 25’ + 0.05’ * Gallons of Hot Water Usage per Day 



o All DHW pipes are assumed to be insulated with ¾” pipe insulation with a thermal 



conductivity of 0.04 W/m.K (similar properties to an Aerogel-like material).   



o Internal and external fluid convection resistances are accounted for in the model.   



o Pipes have a temperature distribution along the flow direction (10 nodes per pipe) with 



the amount of stratification set from an earlier analysis that looked at simulation speed 



versus accuracy. 



o All DHW pipes are assumed to be located within semi-conditioned space and are 



exposed to a prescribed environment temperature for calculation of both the 



convective and long-wave radiation losses (emissivity=0.9).  The pipes are assumed to 



be in stagnant air (no air velocity) with a horizontal orientation for natural convection 



heat transfer calculations.   



 Recirculation Pump (If Present): 



Assumed parameters:  



o The constant-speed recirculation pump power will operate 24 hours a day, 7 days a 



week with a motor efficiency of 90% and an overall pump efficiency of 60%. 



o The flow rate for the circulation loop pump was set from a linear relationship assumed 



between a typical value for a small system and a typical value for a large system.  The 



flow rate is calculated as: 



o Pump Flow (gpm) = 0.5 + Gallons of Hot Water Usage per Day / 1000 



o The power for the circulation loop pump was set from a linear relationship assumed 



between a typical value for a small system and a typical value for a large system.  The 



pump power draw is calculated as: 



Pump Power (hp) = 1/25 + Gallons of Hot Water Usage per Day / 50,000 



 



 Recirculation Loop (If Present): 



Assumed parameters:  



o The length of the recirculation loop pipe from the end of the supply line back to the 



heating device is equal to the length of the pipe run from the heating device to the 



second (and final) load draw point: 



o Pipe Length = 50’ + 0.1’ * Gallons of Hot Water Usage per Day 



o The diameter of the recirculation loop piping is assumed to be the same as the hot 



water supply pipes. 



o All recirculation loop pipes are assumed to be insulated with ¾” pipe insulation with a 



thermal conductivity of 0.04 W/m.K (similar properties to an Aerogel-like material).   
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o Internal and external fluid convection resistances are accounted for in the model.   



o Pipes have a temperature distribution along the flow direction (10 nodes per pipe) with 



the amount of stratification set from an earlier analysis that looked at simulation speed 



versus accuracy. 



o All recirculation loop pipes are assumed to be located within semi-conditioned space 



and are exposed to a prescribed environment temperature for calculation of both the 



convective and long-wave radiation losses (emissivity=0.9).  The pipes are assumed to 



be in stagnant air (no air velocity) with a horizontal orientation for natural convection 



heat transfer calculations.   



o For single-tank systems, the recirculation fluid enters the primary storage tank at the 



height of the auxiliary heat inlet to the tank (node 3) and exits at the top of the storage 



tank such that the remainder of the tank is not heated by the auxiliary energy source 



and this energy is not sent out into the collector loop. 



o For two-tank systems, the recirculated fluid enters the bottom of the auxiliary storage 



tank (node 10) and exits at the top of the storage tank. 



o For gas tankless water heater systems, the recirculated fluid is returned to the inlet of 



the tankless water heater and mixed with heated water from the primary storage tank. 



 Base DHW System: 



Assumed parameters:  



o The base water heating system is driven by the same water draw profile and mains 



water temperature as the SDHW system. 



o When compared against single-tank SDHW systems with integral auxiliary heat, the base 



DHW storage tank will have the same volume, height, and heat loss coefficients as the 



primary solar storage tank. 



o When compared against two-tank SDHW systems, the base DHW storage tank will have 



the same volume, height, and heat loss coefficients as the auxiliary solar storage tank. 



o When compared against tankless SDHW systems, there will be NO base DHW storage 



tank.   



o The base DHW tank, or tankless water heater, is assumed to be located within semi-



conditioned space. 



o Stratification is modeled in the base DHW storage tank through the use of 10 uniform-



temperature layers (nodes) in the storage tank.   



o The mains water enters at the very bottom of the storage tank (node 10) and exits at 



the very top of the storage tank (node 1).  A diptube is not considered in this analysis.  



For tankless systems, the mains water mixes with any recirculated water before entering 



the tankless water heater. 



o For DHW systems with a storage tank, the return water from the recirculation loop (if 



enabled) enters at the very bottom of the storage tank and exits at the very top of the 



storage tank.   
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The California Investor Owned Utilities (IOUs) are actively supporting the California Energy Commission (CEC) in developing the state’s 
building energy efficiency standard (Title 24). Their joint intent is to achieve significant energy savings through the development of 
reasonable, responsible, and cost­effective code change proposals for the 2011 code update.  
 
Through Codes and Standards Enhancement (CASE) Studies, the C&S Program provides standards and code­setting bodies with the technical 
and cost­effectiveness information required to make informed judgments on proposed regulations for promising energy efficiency design 
practices and technologies. As part of the IOU effort, we invite you to fill out this survey and help shape the next cycle of building codes. 
 
The objective of this brief 13­question survey is to seek information regarding design practices, performance, cost and challenges associated 
with multifamily solar water heating systems. Intended audience for this survey are solar water heating system designers, installers and 
contractors with experience in systems for multifamily buildings. 



1. What type of solar service(s) does your company provide? 



2. What type of solar system(s) does your company work with? 



3. How many years has the company been in this business? 
 



 
1. General



 



Equipment manufacturing
 



gfedc



Design
 



gfedc



Contracting/Install
 



gfedc



Other (please specify)
 



 
gfedc



Photovoltaic
 



nmlkj



Solar water heating (SWH)
 



nmlkj



Both
 



nmlkj
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4. For multifamily buildings, please estimate the number of SWH projects your company 
has been involved with by system type in the past 2 years: 



5. Have you noticed any regional or location specific differences in the choice of system 
type in your projects? 



6. Please provide the number of your projects which are part of new construction vs. 
retrofit as they relate to multifamily SWH systems in the past 2 years: 



 
2. Multifamily Project Experience



Integral collector­storage (ICS)



Thermosiphon



Drainback



Active Closed Loop (Glycol)



Direct Forced Circulation



Evacuated Tube Collector



Other, please specify and provide # of projects



New



Retrofit



 



No
 



nmlkj



Yes. Please specify what the differences are and why do you think these differences exist.
 



 



nmlkj



55



66
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7. What tools do you use for system sizing, system performance and utility cost savings 
estimates?  



 



8. Are these tools different for single family, multifamily and commercial applications?  



9. Have you monitored performance of multifamily SWH systems that your company has 
been involved with? If you do, and you're willing to share the data with us, please 
provide your name and contact info below. 
*All data received will be held in the strictest of confidence and will not be identified to 
protect your privacy. 



10. Do you have any installed multifamily SWH systems cost information available? If 
you do, and you're willing to share the data with us, please provide your name and 
contact info below (or indicate "same as above"). 
*All data received will be held in the strictest of confidence and will not be identified to 
protect your privacy. 



 
3. Design, Performance and Cost



55



66



Name:



Company:



Email Address:



Phone Number:



Name:



Company:



Email Address:



Phone Number:



 



No
 



nmlkj



Yes. Please Explain.
 



 



nmlkj
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11. From your experience, what are some design aspects and considerations 
specifically associated with multifamily­scaled SWH systems? 



 



12. What do you think are the market barriers for wider adoption of multifamily SWH 
systems? Please rank. 



13. Please provide information on other issues you may have encountered relating to 
SWH systems for multifamily buildings. 



 



 
4. Barrier/Potential Difficulties



55



66



1st 2nd 3rd 4th



Lack of knowledge on technology in general public nmlkj nmlkj nmlkj nmlkj



Equipment availability nmlkj nmlkj nmlkj nmlkj



Lack of trained installers nmlkj nmlkj nmlkj nmlkj



Overall economics (long payback period, low life­cycle cost savings, etc.) nmlkj nmlkj nmlkj nmlkj



55



66



Other (please rank and specify) 



55



66
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Solar Hot Water Heating Pre-Plumbing 
Installation Requirements and Guidelines 
 



 



Purpose: 



The purpose of these requirements are to reduce the costs and increase the ease of retrofitting 
buildings in the future to include a solar hot water heating system.  Installing empty electrical conduit 
and water pipes to the roof area during construction of a new building is very inexpensive compared 
with the significant costs of retrofitting an existing building if future owners wish to install solar hot 
water heating.  In situations where it would be impractical to install a solar hot water system at a 
particular site an exception may be granted by the Chief Building Official. 
 
Applicability: 



These requirements are applicable to: 



§ All new single and two-family dwellings 



§ New multi-family dwellings where each unit extends vertically from the foundation to the roof or 
where buildings have a central water heating system that serves all the units.  



Note: The use of tank-less water heaters does not exempt these pre-plumbing/piping requirements. 



Installation Requirements: 



§ Two ¾” copper pipes and one ¾” electrical metallic tubing (EMT) conduit, shall be stubbed out a 
minimum of 6” above the roof, capped off and provided with roof jacks for a future solar water 
heating system.  The pipe and conduit shall be run to the location of the water heater, be capped 
off and be readily accessible. 



§ Locations for both pipes and conduit will be to the largest roof area that is south facing, or 
secondarily to the largest west facing roof area.  The area of roof penetrated should be at least 
300 square feet and not subject to shading by trees, chimneys or mechanical equipment. 



§ Pipes shall be sloped at least ¼” per foot of run from the upper capped end at the roof to the 
lowest capped end at the storage tank.  This will enable drainage for freeze protection and 
maintenance. 



§ Both pipes and conduit shall be run and properly supported the entire length of the building to the 
area where the storage tank will be placed.  At the outlet a permanent durable sign shall be 
posted stating: “Caution: Non-potable water.  Do not drink.” 



§ Any notching and boring of studs or top plates shall be strapped/nail plated to provide protection 
for the pipe/conduit and shall reestablish the structural integrity of the members (per Chapter 23 
of the California Building Code in effect at the time of plan check approval). 



§ Pipe insulation shall have at least a 1” thick wall and be rated to 212 degrees F. 



§ Work shall comply with the Plumbing and Electrical codes in effect at the time of plan check 
approval. 



§ Pre-plumbing/piping shall be complete for rough frame inspection. 



§ Water pipes shall be pressure tested at a minimum of 50 pounds per square inch for a period of 
not less than 15 minutes. 
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PIER MF DHW System Data.xlsx
Sheet1

		Site Index 		Climate Zone 		Occupancy Type 		Number of Units 		Average Unit Area (sqft) 		Number of Stories 

		Partial On-site Study Buildings

		9-OAL		3		Affordable		8		n/a		2

		5-SAP		12		Market rate		11		700		2

		13-HOB		9		Market rate		12		700		2

		6-SAC		12		Market rate		16		650		2

		15-HOC		8		Market rate		16		550		2

		18-SAP		12		Market rate		16		700		2

		12-HOB		9		Market rate		20		550		2

		14-HOL		9		Affordable		25		580		3

		2-BKS		3		Senior		27		475		4

		3-BKS		3		Senior		27		475		4

		4-BKU		3		Affordable		35		995		3

		16-HOL		8		Affordable		35		n/a		3

		10-OAL		3		Affordable		36		n/a		3

		20-OAO		3		Market rate		38		n/a		3

		1-SFB		3		Senior		40		712		4

		21-LAE		10		Market rate		60		n/a		4

		19-SFP		3		Affordable		65		n/a		5

		7-DAK		12		Student		88		200		4

		8-DAL		12		Student		88		200		4

		17-DAR		12		Student		200		100		2,3

		11-SFF		3		Affordable		n/a		n/a		3

		Full On-site Study Buildings

		G-LAB		9		Market rate		20		550		2

		H-LAR		10		Market rate		20		685		2

		C-SFH		3		Senior		40		750		3

		F-SAA		12		Affordable		49		770/1190		5

		E-SFF		3		Affordable		82		900		5

		A-SAM		12		Senior		87		600		3

		B-SFD		3		Affordable		98		787		4

		D-DAE		12		Student		250		150		3
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Measure Summary Table


		Work Paper RunID:  WPSCGODE091116-

		CZ

		Target Sector

		Measure Electric End Use Shape (Load Shape)

		EUL or RUL


E3 Name:


Measure Type (To Look up Measure Life)  

		NTG


E3 Name:


Program Type (To Look Up Net-to-Gross Ratio)            

		Unit Defini-tion

		Program Type (NEW, ROB, RET)

		Gross Measure Cost ($/unit)

		Incremen-tal  Measure Cost ($/unit)

		Gas Savings (therms)


		Storage Unit Size (gal)

		User Entered kW Savings per unit (kW/unit)

		% Eligible for TOU AC Adjust-ment

		Total No. of Units

		Gross Realiza-tion Rate (GRR)

		Delivery Methods)



		

		ALL

		Multifamily

		Annual

		15

		0.85

		Pump

		Ret

		$2900

		$2900

		1093

		< 250

		NA

		0

		510

		88%

		Direct install



		

		ALL

		Multifamily

		Annual

		15

		0.85

		Pump

		Ret

		$2900

		$2900

		1745

		>= 250

		NA

		0

		300

		88%

		Direct install
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Section 1. General Measure & Baseline Data


The measure is a demand controlled pump that turns off when the circulation pump does not need to run.  It is installed on multifamily central domestic hot water (CDHW) circulation systems and replaces a pump that runs 24 hours a day, 365 days per year.  Because the measure shuts the re-circulation loop off on average over 90% of the hours that the constant re-circulating pump would have run, the demand pump significantly reduces heat losses from the copper pipe of the secondary loop (the piping that runs through the building, from which each apartment has a branch supply line).  Because it runs only about 8%-10% of the time, it also saves significant electricity and reduces electricity demand during peak hours.


The measure is different from the temperature modulation control that is in some IOUs’ multifamily retrofit programs, and has been shown by monitoring to save more gas and provide a higher level of reliability.  It is a somewhat newer technology and has very little market penetration at this time.  


1.1 Measure & Delivery Description 


The On Demand Efficiency Program is a direct install program.  The distributor of the D’Mand Pump trains plumbers to install the device, pays them for the installations, and provides significant quality control/quality assurance support.  The distributor (Enovative Group, Inc.), the program implementer (Benningfield Group, Inc.), and the trained/qualified plumbers provide marketing to owners of multifamily properties and their site management companies.

1.2 DEER Differences Analysis


There is no DEER measure similar to the D’Mand Pump for multifamily CDHW systems.


1.3 Code Analysis 


There is no Title 20 (Appliance Standards) section that applies to hot water circulation pump controls, but there are sections of Title 24 (building Efficiency Standards) that have direct application.  Title 24, Part 6, Section 113(c) 2. requires that for new high-rise (over three stories) residential construction, central domestic hot water (CDHW) systems shall have controls “capable of automatically turning off the system.”   Section 149(b) specifies that altered water heating components and any newly installed water heating equipment in high-rise residential buildings shall meet the requirements of Section 113.  Section 150(n), for low-rise residential new construction and Section 152(b), for alterations in existing low-rise residential buildings with CDHW systems, also requires compliance with the requirements of Section 113(c)5.  The demand controlled pump meets the requirements of these code sections and, as it is installed in the ODE Program, is not in violation of any other code section.

1.4 Measure Effective Useful Life


On commercial systems we can estimate the run time to max at 2 hours a day or 730 hours a year. Based on our projection we are looking at a life of about 15 years or 10,950 hours. To date the studies have indicated average run time of a little more than one hour a day so the 10, 000 plus hours is max.


The manufacturer has contacted the top pump mfg’s as to stop and starting of their pumps. The damage of start and stopping is mostly due to the high temperature (120 degrees (f) or greater) of the water going through the pump and then cooling down. This continued process builds up deposits in the pump and creates wear and clogging. It also depends on the number of stops and starts during any period of time.


The D’Mand system operates on a delta-T or rise of temperature. This means that little or no hot water ever goes through the pump. The electronic thermo sensor also prevents the pump from starting again if the temperature of the water has been met thus not allowing the water to reach a hot temperature at the pump. However the complete hot water line is at the maximum temperature set by the water heater.


According to Taco and Grundfos, two of the largest pump manufactures in the world, if hot water does not go through the pump the life of the pump is extended indefinitely.  We have taken pumps apart that have been on residential projects after 15 years and there is little to no damage or build up in the pump.


The life of the D’Mand System should last between 15 to 20 years based on the last 20 years of field testing by the manufacturer and more recent commercial use where the pump has been on the project for at least 5 years or longer. One of the examples is in Norco. This pump has been on the project (30 units) for over 8 years and is still running.  Therefore we are using 15 years for the effective useful life.

1.5 Net-to-Gross Ratios for Different Program Strategies


The Benningfield Group is aware that the CPUC would like to have program implementers use a net to gross ratio of 0.70 for new measures that have not been thoroughly studied.  Additionally, the CPUC recommends using a NTG ratio of 0.81 for the multifamily boiler controls that the IOUs have included in the past.  Alternatively, the CPUC recommends using a NTG ratio of 0.85 for new measures “not otherwise addressed or existing direct install measures for hard to reach markets.”     They further clarify the kinds of measures and installation strategies to which the 0.85 NTG should apply:


1. Nonresidential markets with very low measure market share (<5%), or


2. Hard to reach markets, and


A. New innovative delivery strategies designed to minimize free-ridership, or


B. Direct installation in hard to reach markets


However, it is clear that for the demand controlled re-circulation pump, the net to gross is higher than even the 0.85 for this category of new measures.   There is one manufacturer and one distributor for this product, so the sales data are absolutely clear.  In 2009, the manufacturer/distributor partnership sold exactly 303 D’Mand Pumps for multifamily projects in all of California.  Of those, 300 sales were due to the On Demand Efficiency (ODE) Program.  The property owners and property managers had never purchased a demand control pump before ODE enlisted them as participants.   However, some of the participants have since taken advantage of the program for others of their properties in the Gas Company service territory.  At some point we will need to assume that a portion of follow-on installations are, to some extent, free riders.  But since many of the participant firms also own multifamily properties outside of the boundaries of ODE, and they are not installing the pumps in those properties (with the few possible exceptions noted below), clearly these are not currently free riders.  They are not installing these pumps without benefit of the Program.  Additionally, it is not reasonable to argue that they will become free riders to any meaningful extent within the run of the PY2010/12 program.

Thirty-four property managers and owners with 2008 or 2009 installations submitted applications for more than one property.  Of those, the multiple participant properties of 27 owners or managers were from simultaneous applications, so their second, third and other participant properties did not result from experience with the first one, and are clearly not free riders.  Of the remaining property owners, only two had projects separated enough in time that one project can definitely be said to have resulted from experience with the other one.  For six other owners or management firms, the dates of the first and the last installations are separated by 1.5 to 3.5 months, so could possibly represent decisions based on prior experience with the demand pump.  At this early stage in the market (approximately 18 months after the first ODE installations), this is a sign of market transformation.  In a more mature program, it could be considered free ridership.  As a further sign of the early stages of affecting the market, two firms who had installations also tried to sign up projects that ultimately did not qualify for ODE.  Nonetheless, if we take a conservative approach and consider all second, third and later, non-simultaneous projects from all eight individual owners or management firms as representing free riders, that would constitute 11 demand pumps out of 300 that might have happened even if the program had not incented them to do so.  So at worst the free-ridership could only possibly have been 3.7%, yielding a NTG of 0.96.

Since it is part of the design of the program to target owners and property managers who are responsible for multiple properties, thereby more quickly transforming the market, even this estimate of a 0.96 NTG is overly conservative.   However, for ease and to conform to the CPUC guidelines, we use 0.85 per Row 71 of the “Updated DEER NTGR Values 53008” spreadsheet on the DEER web site.

1.6 Gross Realization Rate


By definition, a Gross Realization Rate is the ratio of observed savings to expected savings.  The program monitored 35 installations out of 300 installations during PY2008-09 and found an average of 1526 therms of savings per installation.  We recognize that 35 sites provide too few data points to establish a solid deemed savings number for a measure that is to be entered into DEER.  However, these data represent significantly more monitored sites than were available at the time Benningfield Group made the original estimate of 1583 therms per installation (2007 Benningfield Group ODE Workpaper) and is the best information we have to go on at this time.

While the average therm savings from the monitored sites comes fairly close to the original estimate, we observed a wide range of savings numbers.  Annual calculated savings from observed data ranged from 488 therms to 2870 therms.  Across the dataset we had a fairly large standard deviation of 619 therms.  To help narrow this variability down we analyzed a number of different factors and found our best correlation to savings came from hot water storage tank size.  Based on this factor we created a two-tiered energy savings estimate (see details in Section 2 below).  With the storage tank size factored in we reduced the standard deviation almost by half.  However, because there is still a fair amount of variability we recommend a gross realization rate of 88% which gives us an expected savings that is ½ a standard deviation less that our observed mean. 

1.7 Time-of-Use Adjustment Factor


Time-of-use correction factors are used to adjust the estimated savings estimates for replacement or major repairs to residential and small commercial AC systems - measures that produce electricity savings that are highly correlated with system peak demand.  TOU adjustment factors correct a problem of undercounting of the value of peak savings in the typical time of use analysis.  The ODE program will provide primarily natural gas savings.  However, the D’Mand pump control does shut the pump off when not needed, and part of that time will coincide with system peak.  Still, it is not an AC measure, so the TOU adjustment factor does not apply to the ODE Program. 

Section 2.  Energy Savings & Demand Reduction Calculations


A workpaper that the Benningfield Group developed in 2007, and which was the basis of the ex ante estimate of savings for the Py2008-09 On Demand Efficiency Program, relied almost entirely on desktop analysis performed by Davis Energy Group and very small scale (three sites) field research performed by the Heschong Mahone Group.  That workpaper developed an estimate of 1583 therms per year per installed demand controlled pump.


In 2008 and 2009 Benningfield Group and Enovative Group monitored 35 out of the 300 installations of D’Mand Systems.  While 35 sites is not enough to form an unassailably solid basis for making the demand control pump a deemed measure, it comprises the best data available on the performance of the D’Mand Pump in existing multifamily buildings. Therefore, we rely on those data for this energy savings analysis.  See the PY2008-09 Monitoring Report for the On Demand Efficiency Program by Benningfield Group.

The monitoring was conducted with utility-grade gas meters on the gas lines that supply directly to the boilers and water heaters. This eliminated potential data inaccuracies from which a billing analysis would suffer due to other gas end uses on the properties.  In order to attenuate a potential problem from variations in occupancy, the monitoring compared alternating weeks with the demand control activated versus the original condition – the pump running 24/7.
  Gas meter readings were obtained each time the pump operation mode changed.  We also monitored pump run time on a subset of the installations to be able to assess potential electricity savings.

The average annualized gas savings for the 35 sites was 1526 therms.  However, this average represents a significant range of data.  Specifically, the gas savings ranged from 498 to 2870 therms per demand pump, with a standard deviation of 619 therms. We looked at a number of site characteristics and applied them to the savings data.  Site characteristics we analyzed included number of apartments, number of building stories, building vintage, building area, boiler BTU rating and storage tank size.  We found the most significant factor came from storage tank size (See Table 1.)
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Table 1

We examined a number of ways we could break the sample up into multiple tiers that would give a more accurate estimate of predicted savings.  Based on the sample size and logical break points in the data we came up with a two-tiered breakdown of the data that results in a significantly smaller standard deviation (see Figure 2).

[image: image2.emf]Storage Size  Sample Size  Average Savings  Standard Deviation  


< 250 gal  15  1243  316  


>= 250 gal  8  1983  413  


 




Table 2

Applying the Gross Realization Rate of 88% from Section 1.6 we come up with the following savings values:
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Storage Size  Average Savings  Realization Rate  Savings V alue  


< 250 gal  1243  88%  1093  


>= 250 gal  1983  88%  1745  




Table 3

Section 3. Load Shapes


Although there are no data to establish a gas load shape that is other than constant across the seasons, there are factors that could lead to higher gas savings in winter than the summer.  Studies have shown higher hot water demand in the winter months (Goldner 1994, CMHC 2005, Koiv 2001, Parker 2002).  Since the demand control pump reduces heat losses in the distribution system, it may produce significantly higher savings in the winter when lower cold water supply temperatures mean that more gas is required to provide the same volume of hot water.

Section 4. Base Case & Measure Costs


This device is installed as a retrofit item and has no base case comparable item.


4.1 Base Case Cost (BCC)

This measure is to be implemented as a retrofit (RET) process-improvement measure.  The alternative to implementing this measure is to do nothing and therefore the base cost is $0.

4.2  Gross Measure Cost (GMC)

This measure is a direct install retrofit measure.  The D’Mand Pump for CDHW installations costs $1600 from the distributor.  The actual cost of installation can fluctuate significantly based largely on the size of the system piping into which the demand control pump is installed.  The Labor generally amounts to about $350, and the materials (fittings and other materials) can vary from $120 to over $200. In addition, the transaction costs associated with installation (site trips, feasibility labor) add another $800-$900 to the gross measure cost. However, the distributor of the pump has fixed the installation reimbursement they pay plumbers at $500 per installation.  Since there is one distributor for the D’Mand Pump, all costs were obtained by interviewing the distributor, Enovative Group, Inc. The total gross measure cost is $2900 per installed pump. 

4.3  Incremental Measure Cost (IMC)

The IMC for this measure is the Gross Measure Cost less the Base Measure Cost [IMC = $2900 - $0].  Therefore the IMC is $2900 per installed pump.

Attachments


On Demand Efficiency Monitoring Report for PY2008/09.  Benningfield Group. January 2010.    
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Figure 1 - Demand Control Pump
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Figure 2 - Central Domestic Hot Water (CDHW) System





















� Gas savings shown includes the gross realization factor of 88%



�  The base case condition in the monitored sites was not a perfect representation of the original operating condition, in that the original pump was replaced with the D’Mand Pump.  However, in the 2009 monitoring, we noted the wattage of the pumps that were replaced and found them to be, on average, roughly the same as the D’Mand Pump.  Because actually operating with the demand pump one week and the original pump the next week, and alternating for the following few weeks would have required a plumber to shut the building’s systems down several times, it was not an acceptable option.  Because we noted in prior studies that comparing one full month of data collected with one condition versus another full month collected under the base case condition often introduced significant errors from changes in occupancy (e.g., vacated apartments, college students leaving or arriving from college, vacations, etc.), we felt it necessary to use the alternating weeks approach.
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Core Measure Summary Table

		General Measure Information

		PT

		1st Baseline Period

		2nd Baseline Period

		TOU



		Measure Name

		Measure RunID

		Solution Code

		CZ

		Building Type

		Load Shape

		EUL

		Unit Definition

		Program Type (NEW, ROB, RET)

		Applicable Code

		Gross Unit Annual Electricity Savings (kWh/unit)

		User Entered kW Savings per unit (kW/unit)

		Gas      Savings   (Therms)

		1st Baseline Useful Life

		kWh Saving per unit (kWh/unit)

		kW Savings per unit (kW/unit)

		Gas Savings   (Therms)

		2nd Baseline Useful Life

		% TOU



		Demand Control Recirculation Pump Gas Water Heater Low Rise Building

		To be Exported from the MMDB

		PM-35626

		06

		Residential Multi-family

		HeatPump_WtrHt-RC

		15.0

		Dwelling Unit

		REA

		No

		27.91

		0.00309

		22.886

		15.0

		0.00

		0.00000

		0.000

		0.0

		0.00



		Demand Control Recirculation Pump Gas Water Heater Low Rise Building

		To be Exported from the MMDB

		PM-35626

		08

		Residential Multi-family

		HeatPump_WtrHt-RC

		15.0

		Dwelling Unit

		REA

		No

		27.91

		0.00309

		22.545

		15.0

		0.00

		0.00000

		0.000

		0.0

		0.00



		Demand Control Recirculation Pump Gas Water Heater Low Rise Building

		To be Exported from the MMDB

		PM-35626

		09

		Residential Multi-family

		HeatPump_WtrHt-RC

		15.0

		Dwelling Unit

		REA

		No

		27.91

		0.00309

		22.545

		15.0

		0.00

		0.00000

		0.000

		0.0

		0.00



		Demand Control Recirculation Pump Gas Water Heater Low Rise Building

		To be Exported from the MMDB

		PM-35626

		10

		Residential Multi-family

		HeatPump_WtrHt-RC

		15.0

		Dwelling Unit

		REA

		No

		27.91

		0.00309

		22.545

		15.0

		0.00

		0.00000

		0.000

		0.0

		0.00



		Demand Control Recirculation Pump Gas Water Heater Low Rise Building

		To be Exported from the MMDB

		PM-35626

		13

		Residential Multi-family

		HeatPump_WtrHt-RC

		15.0

		Dwelling Unit

		REA

		No

		27.91

		0.00309

		22.523

		15.0

		0.00

		0.00000

		0.000

		0.0

		0.00



		Demand Control Recirculation Pump Gas Water Heater Low Rise Building

		To be Exported from the MMDB

		PM-35626

		14

		Residential Multi-family

		HeatPump_WtrHt-RC

		15.0

		Dwelling Unit

		REA

		No

		27.91

		0.00309

		22.795

		15.0

		0.00

		0.00000

		0.000

		0.0

		0.00





Note: For the complete list of Measures, refer to the attached calculation spreadsheet


Costing and NTG Summary Table

		General Measure Information

		PT

		NTG

		IR

		1st Baseline Period

		 2nd Baseline Period 

		 IMC 

		DIM



		Measure Name

		Solution Code

		CZ

		Unit Definition

		Program Type (NEW, ROB, RET)

		

Applicable Code

		NTG Non-Res.

		NTG Res.

		NTG Multi Family

		Installation Rate

		Gross Measure Cost per unit

		Gross Measure Cost per unit

		Incremental Measure Cost per unit

		Delivery & Incentive Method



		Demand Control Recirculation Pump Gas Water Heater Low Rise Building

		PM-35626

		06

		Dwelling Unit

		REA

		No

		N/A

		N/A

		0.85

		1

		From Program

		$0.00 

		$23.48 

		Financial Support / Direct Install



		Demand Control Recirculation Pump Gas Water Heater Low Rise Building

		PM-35626

		08

		Dwelling Unit

		REA

		No

		N/A

		N/A

		0.85

		1

		From Program

		$0.00 

		$25.26 

		Financial Support / Direct Install



		Demand Control Recirculation Pump Gas Water Heater Low Rise Building

		PM-35626

		09

		Dwelling Unit

		REA

		No

		N/A

		N/A

		0.85

		1

		From Program

		$0.00 

		$25.99 

		Financial Support / Direct Install



		Demand Control Recirculation Pump Gas Water Heater Low Rise Building

		PM-35626

		10

		Dwelling Unit

		REA

		No

		N/A

		N/A

		0.85

		1

		From Program

		$0.00 

		$24.40 

		Financial Support / Direct Install



		Demand Control Recirculation Pump Gas Water Heater Low Rise Building

		PM-35626

		13

		Dwelling Unit

		REA

		No

		N/A

		N/A

		0.85

		1

		From Program

		$0.00 

		$24.13 

		Financial Support / Direct Install



		Demand Control Recirculation Pump Gas Water Heater Low Rise Building

		PM-35626

		14

		Dwelling Unit

		REA

		No

		N/A

		N/A

		0.85

		1

		From Program

		$0.00 

		$23.72 

		Financial Support / Direct Install





Note: For the complete list of Measures, refer to the attached calculation spreadsheet
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Section 1. General Measure & Baseline Data

[bookmark: _Toc214003083]1.1  Measure & Delivery Description 

This work paper details the installation of a recirculation pump with demand controls for a central gas, electrical resistance, and heat pump water heater in a multi-family residential dwelling. The savings are provided on a per dwelling unit basis and classified by building size. The “low rise” building is up to 3 floors and the “high rise” is 3 stories and above. 

1.1a Measure Description

The measure is a demand control recirculation pump for a multi-family central gas, electric, or heat pump water heater. The controls only activate the hot water circulation pump when temperature and flow sensors indicate the need for the pump to run in order to maintain delivered hot water temperature. This saves both pumping and water heating energy.



There are a total of 6 base cases for this measure, all of which assume there is a continuously operating (24/7) recirculation pump installed. The base cases are divided into two categories: low rise building’s pump and high rise building’s pump. Finally, the base cases are further defined based on whether the central water heater is gas, electric, or a heat pump. 



Here is a list of the 6 base cases:

· low rise building’s pump

· Continuously operating recirculation pump for a gas central water heater 

· Continuously operating recirculation pump for an electric central water heater 

· Continuously operating recirculation pump for a central heat pump water heater 

· high rise building’s pump

· Continuously operating recirculation pump for a gas central water heater 

· Continuously operating recirculation pump for an electric central water heater 

· Continuously operating recirculation pump for a central heat pump water heater 



Table 1 Measure Names

		Solution Code - SCE

		Measure name



		PM-35626

		Demand Control Recirculation Pump Gas Water Heater Low Rise Building



		PM-22452

		Demand Control Recirculation Pump Electric Water Heater Low Rise Building 



		PM-48756

		Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 



		PM-59789

		Demand Control Recirculation Pump Gas Water Heater High Rise Building



		PM-64745

		Demand Control Recirculation Pump Electric Water Heater High Rise Building 



		PM-76564

		Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building





*PGE Savings values are derived directly from the SCE values since PGE savings values were not addressed in the 13-14 ED workpaper disposition

*SDGE and SCG savings values were extracted directly from the 13-14 ED workpaper disposition

1.1b Delivery and Incentive Mechanism

The delivery mechanism is Financial Support-Direct Install and Financial Support – Downstream Incentive Deemed.



The measure install type is Retrofit Add On (REA). 

1.1c Measure Requirements

This measure is eligible for all climate zones and multi-family residential building types with a hot water recirculation pump installed on a central water heater.

[bookmark: _Toc214003084]1.2  DEER Differences Analysis

This specific measure is not included in the Database for Energy Efficient Resources (DEER) Version 2005.2.01 [49].



The DEER 2011 READI tool does contain a similar measure (D03-095 – Circulation Pump Timeclock Retrofit) which adds a time clock to the existing circulation pump that turns the pump off when the building is unoccupied. The measures within this work paper, however, use controls which are demand based and only activate the hot water circulation pump when temperature and flow sensors indicate that there is a need for hot water.



This specific measure is not included in DEER Version 2008.3.02. The database only contains related data for a 40 gallon electric water heater with EF = 0.88 and EF = 0.94. The recovery efficiencies are not provided. This data is only available for Residential Single Family building types. Since this measure is considered only with regards to central multi-family water heating equipment, it was determined the DEER data could not be used.



[bookmark: _Ref322336557][bookmark: _Ref304534878]Baseline data for this measure was obtained from a third party source due to the lack of data available in DEER. Heschong Mahone Group performed field and modeling analysis on recirculation pumps with temperature modulation and demand control in multi-family central water heaters to support a Public Interest Energy Research (PIER) project for the California Energy Commission [[endnoteRef:1]]. Research from the latter was used to develop the 2013 Codes and Standards Enhancement (CASE) study conducted by the California Utilities Statewide Codes and Standards Team [[endnoteRef:2]].  [1: [] Attachment 5
]  [2: [] “Codes and Standards Enhancement Initiative (CASE) - Multifamily Central DHW and Solar Water Heating – 2013 California Building Energy Efficiency Standards.” California Utilities Statewide Codes and Standards Team, September 2011.
] 




Table 2 DEER Difference Summary

		DEER Difference Summary Table



		Modified DEER Methodology

		No



		Scaled DEER Measure

		No



		DEER Building Prototypes Used

		No



		Deviation from DEER

		DEER does not contain this type of measure.



		DEER Version

		N/A



		DEER Run ID and Measure Name (Sample)

		N/A





[bookmark: _Toc214003087]1.3  Code Analysis 

Table 3 Code Summary

		Code

		Applicable Code Reference

		Effective Dates



		Title 24 (2013)

		2013 Building Energy Efficiency Standards

		January 1, 2014



		Title 24 (2008)

		2008 Building Energy Efficiency Standards

		January 1, 2014



		10 CFR Part 430. Vol. 75, No. 73, Page 20234

		Federal Code Standards

		January 20, 2004



		Title 20 (2010)

		N/A

		N/A







This measure is being proposed for inclusion in California’s Title 24 Building Energy Efficiency Standards for 2013. Methodologies from the research conducted in the CASE study were used to estimate demand reduction and energy savings for this measure as mentioned in the previous section.



Federal Code Analysis

There are currently no federal regulations for recirculation pumps. However, water heaters are regulated and must meet the minimum efficiency requirements as given in Table 2 [[endnoteRef:3]]. [3: [] “Energy Conservation Program: Energy Conservation Standards for Residential Water Heaters, Direct Heating Equipment, and Pool Heaters; Final Rule.” Federal Register, 10 CFR Part 430. Vol. 75, No. 73, Page 20234. April 16, 2010.
] 




Table 4 Federal Standards for Water Heaters

[image: ]



State Code Analysis

This measure is not included in California’s Title 20 Appliance Efficiency Regulations 2010 [277]. 



In California’s Title 24 Building Energy Efficiency Standards for 2008 [208], demand controls for recirculation pumps are not included, but mandatory requirements for recirculation loops are included. The mandatory requirements for recirculation loops are listed in Section 113 (c) 5, and are included below for reference.



SECTION 113 – MANDATORY REQUIREMENTS FOR SERVICE WATER-HEATING SYSTEMS AND EQUIPMENT

(c) Installation. Any service water-heating system or equipment may be installed only if the system or equipment complies with all of the applicable requirements of this subsection for the system or equipment.

5. Water Heating Recirculation Loops Serving Multiple Dwelling Units, High-Rise Residential, Hotel/Motel and Nonresidential Occupancies. A water heating recirculation loop is a type of hot water distribution system that reduces the time needed to deliver hot water to fixtures that are distant from the water heater, boiler or other water heating equipment. The recirculation loop is comprised of a supply portion, connected to branches that serve multiple dwelling units, guest rooms, or fixtures and a return portion that completes the loop back to the water heating equipment. A water heating recirculation loop shall meet the following requirements:

A. Air release valve or vertical pump installation. An automatic air release valve shall be installed on the recirculation loop piping on the inlet side of the recirculation pump and no more than 4 feet from the pump. This valve shall be mounted on top of a vertical riser at least 12” in length and shall be accessible for replacement and repair. Alternatively, the pump shall be installed on a vertical section of the return line.

B. Recirculation loop backflow prevention. A check valve or similar device shall be located between the recirculation pump and the water heating equipment to prevent water from flowing backwards though the recirculation loop.

C. Equipment for pump priming. A hose bibb shall be installed between the pump and the water heating equipment. An isolation valve shall be installed between the hose bibb and the water heating equipment. This hose bibb is used for bleeding air out of the pump after pump replacement.

D. Pump isolation valves. Isolation valves shall be installed on both sides of the pump. These valves may be part of the flange that attaches the pump to the pipe. One of the isolation valves may be the same isolation valve as in item C.

E. Cold water supply and recirculation loop connection to hot water storage tank. Storage water heaters and boilers shall be plumbed in accordance with the boiler manufacturer’s specifications. The cold water piping and the recirculation loop piping shall not be connected to the hot water storage tank drain port.

F. Cold water supply backflow prevention. A check valve shall be installed on the cold water supply line between the hot water system and the next closest tee on the cold water supply line. The system shall comply with the expansion tank requirements as described in the California Plumbing Code Section 608.3.

[bookmark: _Toc214003088]1.4  Measure Effective Useful Life

The 2013 CASE study estimates demand control equipment to have an effective useful life of 15 years. In addition, DEER 2011 [213] contains a measure “Circulation Pump Timeclock Retrofit.” This measure is similar to demand controls and has a EUL of 15 years. The DEER documentation “Summary of EUL-RUL Analysis for the April 2008 Update to DEER” provides the RUL value as a flat 1/3 of the EUL value. The RUL value will only be applied to the first baseline period for retrofit measures that have applicable code that will affect the energy savings. In all other installation types and retrofit with no applicable code that affects the energy savings, the RUL is not applicable to either the first or second baseline period.



To obtain the EUL value the DEER11 documentation, EUL_Summary_10-1-08.xls [213], was consulted. Table 5 below identifies the value used for the measures in this work paper.



This workpaper uses DEER EUL_ID WtrHt-Timeclock.



[bookmark: _Ref296591307]Table 5 EUL Value

		Market

		End Use

		Measure

		EUL (Years)

		RUL (Years)



		Non-Residential

		Water Heating

		Circulation Pump Timeclock Retrofit

		15

		N/A







[bookmark: _Toc214003089]1.5  Net-to-Gross Ratios for Different Program Strategies

The NTG value was obtained from the “DEER2011_NTGR_2012-05-16.xls” on the DEER website as required by Version 4 of the California Public Utilities Commission (CPUC) Energy Efficiency Policy Manual [132]. The relevant NTGR for this measure is shown in Table 6 below.  Note this measure is brand new to the portfolio for 2013 and is targeted to multifamily direct install applications which are considered “hard-to-reach.” by CPUC policy.  These two NTG values are reflected below.



[bookmark: _Ref296591799]Table 6 Net-to-Gross Ratio

		NTGR_ID*

		Description*

		Sector*

		BldgType*

		ProgDelivID

		NTG*



		All-Default<=2yrs

		All other EEM with no evaluated NTGR; new technology in program for 2 or fewer years

		All

		Any

		All

		0.70



		Res-Default-HTG-di

		All other EEM with no evaluated NTGR; direct install hard-to-reach only.

		Res

		Any

		DirInstall

		0.85





*Denotes that the column is taken from the DEER NTG Table.



The installation rate (IR) is identified in the calculation attachment. This value is obtained from a spreadsheet created by the DEER team titled “GrossSavingsAdjustments.xlsx”. The installation rate varies by end use, sector, technology, application, and delivery method.  



Spillage rate will also be applied to measures however the values will not be tracked in the workpapers. The spillage rate will be tracked in an external table to be supplied to the Energy Division.

1.6  Time-of-Use Adjustment Factor

[bookmark: _Ref242757962]As directed by the CPUC in decision 06-06-063 dated June 29, 2006, time-of-use (TOU) adjustment factors are to be applied for residential A/C and commercial A/C (packaged and split-system direct-expansion cooling) measures only.   Since this is not an A/C measure, the TOU adjustment factor is 0.  Additionally, if a measure is assigned a DEER08 load shape, i.e. the load shape starts with “DEER:” the TOU assigned to that measure should also be zero.



Table 7  TOU Summary Table

		Measure

		%



		Demand Control Recirculation Pump

		0





[bookmark: _Toc214003090]*Note:  Check Section 3 if a measure appears to require a non-zero percentage but is assigned zero.  If the load shape is a DEER08 load shape, a TOU of 0 is correct.

Section 2. Energy Savings & Demand Reduction Calculations

[bookmark: _Toc214003093]Energy savings were calculated in two steps. First, this work paper considers the energy savings from decreased pump run time. Second, this work paper considers the energy savings from decreased water heater run time. Energy savings are reported for ¼ hp and ½ hp recirculation pumps in the 2013 CASE study [[endnoteRef:4]] and reported in Attachment 1 [[endnoteRef:5]]. The CASE study bases all calculations on two building prototypes that were developed for the 2005 Title 24 code changes; low rise and high rise. The building prototypes consist of one small multi-family dwelling with 44 units (low rise) and one large multi-family dwelling with 88 units (high rise). The data in the CASE study is calculated using a model that was validated using field measured data. Details of the assumptions can be found in the CASE report.  [4: [] Attachment 4
]  [5: [] Attachment 1
] 




The savings calculations from the 2013 CASE study are for central gas water heaters only. Savings calculations for electric and heat pump water heaters were calculated by converting units and adjusting for changes in efficiency by multiplying by a ratio of recovery efficiencies (ƞr) for the electric water heater and coefficient of performance (COP) for the heat pump. The per dwelling unit savings are captured by dividing the savings values by the number of dwelling units for the appropriate building type.



Demand reduction was calculated under the assumption that a demand controlled recirculation pump operates approximately 2 hours a day compared to the 24-hour baseline. The CASE study assumed a 24-hour baseline as a result of data collected in the PIER report [A, B]. Climate zone sensitivity was considered, but it was determined negligible since the model used to determine energy savings in the 2013 CASE study assumed all pipes were in a conditioned space. Again, the per dwelling unit savings were calculated using the number of units from the building prototypes.



This work paper does not factor in any existing hot water heater control schemes into the baseline. There are two predominant control strategies on the market: timers and temperature modulation. Timers are used to shut off water heaters during times when demand is anticipated to be low. Temperature modulation is a control scheme that lowers the setpoint temperature of the tank by 10 to 15°F when demand is anticipated to be low. More complicated temperature modulation schemes exist where a sensor continuously monitors hot water demand on the tank, and reduces the setpoint when demand is known to be low. It is assumed that these control strategies are relatively rare in this market.



1) Gas Water Heater Energy Savings Calculation

Installation of a demand control recirculation pump for central gas water heaters results in electric energy savings for the pump only. Electric energy savings for the recirculation pump are calculated in the 2013 CASE study and reported in Attachment 2 [G]. Demand control savings are derived based on the demand controls schedule developed for the 2013 CASE study model, which assumed the pump switches on and off once each hour in two uneven time steps. The pump is on during the first time step, which is usually short. The exact duration of the time step depended on return pipe volume and recirculation flow rate. The second time step lasts the remainder of the hour when the pump is off. Pump on and off cycles were assumed to be the same throughout a 24-hour period. From the model, pump run time would range from 1.48 to 2.96 hours in small multi-family dwellings and 2.26 to 4.52 hours in large multi-family dwellings. This model was validated using field monitored data. Additionally, while standby losses may vary between summer and winter months, the 2013 CASE study calculated energy savings using the assumption that pipes were in a conditioned space. Therefore, climatic affects were assumed to be negligible.



2) Electric Water Heater Energy Savings Calculation

Installation of a demand control recirculation pump for central electric water heaters results in electric energy savings for both the water heater and recirculation pump. The savings measured in field studies and energy simulations were based solely on a gas water heater [B]. The CASE report identifies water heater savings (gas), temperature modulation savings (gas), and demand control savings (electric). Therefore, total energy savings were determined by converting units from gas to electric and factoring in the assumed energy factor of the gas and electric water heaters with the following equation:



Equation 1







where 29.3 is the conversion factor between kWh and therms.



[bookmark: OLE_LINK3][bookmark: OLE_LINK6]The recovery efficiencies used to calculate electric water heater energy savings were ƞr,gas = 80% and ƞr,electric = 98%. 



For example, an electric central water heating system in Climate Zone 6 will result in the following energy savings:



[bookmark: _Ref321748334]Equation 2







This value is then added to the energy savings from the value reported for the gas water heater, which reports only electric energy savings from pump operation.  This is represented in the following equation:



[bookmark: _Ref321748366]Equation 3







For example, for the same central water heating system described in Equation 2, in a low rise building, the energy savings can be calculated in the following equation:



Equation 4







3) Heat Pump Water Heater Energy Savings Calculation

Heat pump water heaters are rarely, if ever, used in central domestic hot water applications due to their limited capacity. Energy savings calculations for a heat pump water heater are the same as the calculations performed for an electric water heater, with the exception of the efficiency metric used. Through discussions with the Energy Division [[endnoteRef:6]], it was decided that COP is the most viable metric to use to capture heat pump performance. In these discussions, it was agreed upon that the COP of a gas water heater would be equivalent to the recovery efficiency (0.8) and the COP for a heat pump would be significantly higher (2.5) to reflect the improved efficiency of these systems. The following equation details a calculation: [6: [] WORKPAPER DISPOSITION FOR On-Demand Pump Control for Central Domestic Hot Water Systems California Public Utilities Commission, Energy Division June 20, 2013 (Revised)] 




Equation 5





For example, a central water heating system in Climate Zone 6 will result in the following energy savings:



Equation 6







Equation 3 is then applied to determine the overall energy savings for the system, which would result in a total energy savings of 242.492 kWh/dwelling unit in the example above.



Demand Reduction Calculations

Demand Reduction was investigated based on the estimated energy consumed during the hottest nine hours of the year. However, hourly data is not available, so the demand reduction was determined based on the annual energy savings. Since the reduction in operating time is already factored into the annual savings numbers, the demand reduction can be calculated by first calculating the energy savings over the hottest nine hours of the year. This is assumed to be the same as the energy savings for any other set of nine hours in the year. This assumption is consistent with the demand controls schedule developed for the 2013 CASE study model, which was described in the “Gas Water Heater Energy Savings Calculations” section above. 



The simplest way to determine demand reduction is by multiplying the annual energy savings by the ratio of 9 hours over 8760 hours. Finally, you divide by 9 hours in order to get the demand reduction in kW.  This method assumes a flat yearly load; however, it is likely that the load during the 9 hottest days will be lower than the winter months due to seasonal variation creating a cosine type wave starting with the beginning of the year.



Investigation into the load shape used by DEER08 (figure below) for electric water heaters confirms there is a dip, however slight. To accommodate this dip the peak load value, instead of 1/8760 or (0.000114) simulating a flat load, the DEER value will be used. The DEER value can be seen in the figure below and is calculable by dividing the kW by kWh for an electric water heater from DEER08. The number comes out to 0.000110677. Since the energy savings are already calculated on a per dwelling unit basis, the demand savings derived are also per dwelling unit.













Figure 1. Yearly load profile for High Efficiency Small Electric Water Heater – 75 Gal, 0.91 EF

[image: ]



 Equation 7

	







This equation is the same for gas, electric, and heat pump water heaters. An example calculation is shown for a gas water heater with a demand control recirculation pump in a low rise building. Since the gas water heater only has savings from the pump, it is the same for all climate zones. 



Equation 8

	







[bookmark: _Ref308590367]The full set of calculations is detailed in Attachment 2 [[endnoteRef:7]]. [7: []Attachment 2 – Savings Calculations.xlsx
] 




Section 3. Load Shapes

[bookmark: _Ref296597958]The difference between the base case load shape and the measure load shape would be the most appropriate load shape; however, only end-use profiles are available. Therefore, the closest load shape chosen for this measure is the DEER: HeatPump_WtrHt-RC. This was chosen because the pump operates when there is hot water demand. See Table 8 for a list of all Building Types and Load Shapes. See the KEMA report [31] for a more thorough discussion regarding the load shapes for this measure.



[bookmark: _Ref322069523]Table 8 Building Types and Load Shapes

		Building Type

		E3 Alt. Building Type

		Load Shape



		Residential Multi-family

		Residential

		DEER: HeatPump_WtrHt-RC





[bookmark: _Toc214003096]Section 4. Base Case & Measure Costs

[bookmark: _Toc214003097]4.1 Base Case Cost

[bookmark: _Toc214003098]Base case cost was determined by a web-based search of local distributor’s prices for commercially available water recirculating pumps. A variety of size and material of pumps were chosen to reflect the range of options that may be currently installed as the base case. The cost and source of each unit used to determine the average base case cost can be found in Attachment 3 [[endnoteRef:8]]. [8: [] Attachment 3 – Cost Calculations and References.xlsx] 




The base case cost was determined to be $10.65/dwelling unit for a high rise building.



The base case cost was determined to be $10.11/dwelling unit for a low rise building.

4.2 Gross Measure Cost

[bookmark: _Toc214003099][bookmark: OLE_LINK1][bookmark: OLE_LINK2]Measure equipment cost was determined by calling the manufacturer who makes the demand control recirculation pump. Currently, only a 1/6 hp pump is commercially available by the manufacturer Enovative Kontrols Systems. The price quoted for equipment cost was $1,595.00 for a basic “T” size and $1,670 for larger “T” size.  The average of these two costs, $1,632.50, was taken to be the measure cost. This translates to $37.10/dwelling unit and $18.55/dwelling unit for the low and high rise buildings, respectively. 



Labor required to install the measure is estimated to be between one and two hours (per manufacturer conversations). Therefore, this work paper assumes two hours of labor will be required at the Labor Base Wage Rate from DEER Measure Cost Summary [215] for NR-DHW-SWH of $59 per hour, regardless of building size. This gives a total labor of $2.68/dwelling unit and $1.34/dwelling unit for the low and high rise buildings, respectively. This labor cost is based on incremental labor only, and assumes the labor to install the basecase recirculation pump and measure case recirculation pump will be the same. Labor cost is the additional labor required to install demand control sensors and commission the new system.  The price is assumed to be the same for both pump size categories for the measure case as there is currently no other data for different pump sizes.



This gross measure cost for a retrofit measure is the sum of the measure equipment cost and the measure labor cost.



For RET first baseline period, GMC is represented by the equation below:



GMC = Measure Equipment Cost + Measure Labor Cost 



For a high rise building,

	GMC 	= $18.55 + $1.34 = $19.89

For a low rise building,

	GMC	= $37.10 + $2.68 = $39.78





For RET second baseline period, GMC is represented by the equation below:

	

GMC = 

(Measure Equipment Cost + Measure Labor Cost) –

    (Base Case Equipment Cost + Base Case Labor Cost)





[bookmark: OLE_LINK4][bookmark: OLE_LINK5]For a high rise building,

	GMC 	= ($18.55 + $1.34) – (10.65 + $1.34)= $7.9/dwelling unit

For a low rise building,

	GMC	= ($37.10 + $2.68) – ($10.11 - $2.68)= $26.99/dwelling unit



The climate zone specific costs were calculated using the DEER cost table SWH50.

4.3 Incremental Measure Cost

Incremental measure cost (IMC) can be calculated using the following equation:



IMC 	= (Measure Equipment Cost + Measure Labor Cost) –

    (Base Case Equipment Cost + Base Case Labor Cost)



For a high rise building,

	GMC 	= ($18.55 + $1.34) – (10.65 + $1.34)= $7.9/dwelling unit

For a low rise building,

	GMC	= ($37.10 + $2.68) – ($10.11 - $2.68)= $26.99/dwelling unit



The climate zone specific costs were calculated using the DEER cost table SWH50.
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SCE13WP002.1 - Calculation Template v2.2.xlsm

Revision History





						Revision			File Name			Date			Change Author			Description of Change


						0.0			Misc. Tech Calc Tmp v0.0.xlsm			16-Mar-12			Brian V. O'Keefe			Original Template for 2013-2014 Bridge Period Program Cycle


						0.1			Calculation Template v0.1.xlsm			20-Mar-12			Brian V. O'Keefe			-Cost NTG Matrix:
     -Inserted a column (G) to account for the incentive method
     -Rearranged columns E through I to clearly display the costing permutation breakout
-Impact Matrix:
     -Rearranged columns F through H to clearly display the impact matrix permutation breakout
-Load Shapes:
     -Two additional load shapes were added to the pull down, DEER:HVAC_Eff_HP and DEER:HVAC_Split-Package_HP
-Cost calculations
     -Updated the 2nd baseline cost for RET measures with code from -(Base Case equipment + Base Case labor) to (Measure Case Equipment - Base Case Equipment)
     -Updated the calculation for direct install incentive methods to calculate for the second baseline.


						2.0			Calculation Template v2.0.xlsm			23-May-12			Brian V. O'Keefe			-Cost NTG Matrix:
     -REA - IMC Calculation was corrected. The old formular would calculate an IMC similar to the other installation types.
-EUL Calculations
     -EUL for predetermined savings was adjusted to populate in the correct cells
     -The EUL calculations were adjusted to properly determine residential versus nonresidential sectos for life calculations.
-Interactive Effects:
     -The interactive effects were updated to the latest exports available from READi on May 22, 2012.
     - PG&E and SDG&E interactive Effects were included to accmodate collaboration workpapers.
     -The weighting for the SCE building types that are not included in DEER were weighted according to the weights on the Data Source Tab.
     -Night Opertaion was added as an option for operating hours with a value of 4100.
-Impaxt Matrix Tab:
     -Columns AU-BS were added to display the calculation results of PG&E and SDG&E results.
     -A work around was generated to allow the template to run with residential interactive effects/op hours are selected with non-res building types. Those rows will have to be deleted when the calculations are run.
-Summary Tables:
     -The summary tables and MMDB Input Tabs were updated to not include the non-SCE climate zones in the list.


						2.1			Calculation Template v2.1.xlsm			25-May-12			Brian V. O'Keefe			-Operating Hours
     -The operating hours for Residential - Multifamily and Residential - Double-Wide Mobile Home were adjusted from the standard Lodging Motel Hours to the DEER2008 values for Lodging - Motel Corridor Hours.
     -All residential exterior operating hours were updated.


						2.2			Calculation Template v2.2.xlsm			31-May-12			Brian V. O'Keefe			-Interactive Effects:
     -The interactive effects were updated with the latest values taken from READi 0.99.7. The export of the lighting summary table used for these interactive effects were taken on May 31, 2012.








Data Sources


			Template Assumptions


			Building Type			Install Area			Hours			Hour Source			Interactive Effects


			All			All			DEER			LightingHVACInteractiveEffects_26Jan2012.xls			LightingHVACInteractiveEffects_26Jan2012.xls





			Cost Multipliers			DEER08 v2.05 Cost table EL50





			No.			MMDB Building Type			Proposed Abbreviation			Weighting			DEER Building Types


			1			Agricultural			Agr			0.1			Office - Small


												0.4			Manufacturing - Light Industrial


												0.5			Storage - Unconditioned


			2			Health/Medical - Clinic			Cli			0.5			Health/Medical - Nursing Home


												0.5			Office - Small


			3			Food Store			FSt			0.5			Grocery


												0.5			Retail - Small


			4			Lodging - Guest Rooms			GsR			1			Lodging - Motel


			5			Industrial			Ind			0.5			Manufacturing - Light Industrial


												0.5			Manufacturing - Bio/Tech


			6			Misc - Commercial			MiC			0.3333333333			Office - Small


												0.3333333333			Restaurant - Sit-Down


												0.3333333333			Retail - Small


			7			Transportation - Communication - Utilities			TCU			0.2			Manufacturing - Light Industrial


												0.2			Office - Large


												0.2			Office - Small


												0.2			Storage - Conditioned


												0.2			Storage - Unconditioned


			8			Multi-Family Residential (Common Area)			MFC*			1			Lodging - Motel


			9			Multi-Family Residential (Dwelling Area)			MFD*			1			Multi-Family Residential


			10			Double Wide Mobile Home (Common Area)			DMC*			1			Lodging - Motel


			11			Double Wide Mobile Home (Dwelling Area)			DMD*			1			Double Wide Mobile Home


			*This two abbrivations may use the standard MFM/DMO if the location is captured in the measure name but I don't think that will be the case.








Summary Table - Impacts


			General Measure Information																								PT						1st Baseline Period												2nd Baseline Period												TOU


			Measure Name			Measure RunID			Solution Code			CZ			Building Type			Load Shape			EUL			Unit Definition			Program Type (NEW, ROB, RET)			Applicable Code			Gross Unit Annual Electricity Savings (kWh/unit)			User Entered kW Savings per unit (kW/unit)			Gas      Savings   (Therms)			1st Baseline Useful Life			Gross Unit Annual Electricity Savings (kWh/unit)			User Entered kW Savings per unit (kW/unit)			Gas      Savings   (Therms)			2nd Baseline Useful Life			% Eligible for TOU AC Adjustment


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 06			PM-35626			06			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			27.91			0.00			22.89			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 08			PM-35626			08			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			27.91			0.00			22.55			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 09			PM-35626			09			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			27.91			0.00			22.55			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 10			PM-35626			10			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			27.91			0.00			22.55			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 13			PM-35626			13			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			27.91			0.00			22.52			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 14			PM-35626			14			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			27.91			0.00			22.80			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 15			PM-35626			15			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			27.91			0.00			20.59			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 16			PM-35626			16			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			27.91			0.00			24.52			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 06			PM-22452			06			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			575.31			0.06			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 08			PM-22452			08			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			567.16			0.06			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 09			PM-22452			09			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			567.16			0.06			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 10			PM-22452			10			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			567.16			0.06			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 13			PM-22452			13			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			566.62			0.06			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 14			PM-22452			14			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			573.14			0.06			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 15			PM-22452			15			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			520.41			0.06			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 16			PM-22452			16			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			614.45			0.07			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 06			PM-48756			06			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			242.49			0.03			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 08			PM-48756			08			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			239.30			0.03			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 09			PM-48756			09			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			239.30			0.03			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 10			PM-48756			10			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			239.30			0.03			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 13			PM-48756			13			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			239.08			0.03			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 14			PM-48756			14			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			241.64			0.03			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 15			PM-48756			15			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			220.97			0.02			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 16			PM-48756			16			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			257.83			0.03			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 06			PM-59789			06			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			23.13			0.00			14.16			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 08			PM-59789			08			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			23.13			0.00			13.91			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 09			PM-59789			09			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			23.13			0.00			13.91			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 10			PM-59789			10			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			23.13			0.00			13.89			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 13			PM-59789			13			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			23.13			0.00			13.88			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 14			PM-59789			14			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			23.13			0.00			14.08			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 15			PM-59789			15			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			23.13			0.00			12.45			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 16			PM-59789			16			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			23.13			0.00			15.38			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 06			PM-64745			06			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			361.79			0.04			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 08			PM-64745			08			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			355.81			0.04			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 09			PM-64745			09			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			355.81			0.04			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 10			PM-64745			10			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			355.26			0.04			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 13			PM-64745			13			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			354.99			0.04			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 14			PM-64745			14			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			359.88			0.04			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 15			PM-64745			15			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			321.02			0.04			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 16			PM-64745			16			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			390.87			0.04			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 06			PM-76564			06			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			155.88			0.02			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 08			PM-76564			08			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			153.54			0.02			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 09			PM-76564			09			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			153.54			0.02			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 10			PM-76564			10			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			153.32			0.02			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 13			PM-76564			13			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			153.22			0.02			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 14			PM-76564			14			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			155.13			0.02			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 15			PM-76564			15			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			139.90			0.02			0.00			15.00			0.00			0.00			0.00			0.00			0.00


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 16			PM-76564			16			Residential Multi-family			HeatPump_WtrHt-RC			15.0			per dwelling unit			REA			No			167.28			0.02			0.00			15.00			0.00			0.00			0.00			0.00			0.00





Sumary Table Population





Summary Table - Cost-NTG


			General Measure Information												PT						NTG									IR			1st Baseline Period			2nd Baseline Period			IMC			DIM


			Measure Name			Solution Code			CZ			Unit Definition			Program Type (NEW, ROB, RET)			Applicable Code			NTG Nonres.			NTG Res.			NTG Multi Family			Installation Rate			Gross Measure Cost per unit			Gross Measure Cost per unit			Incremental Measure Cost per unit			Delivery & Incentive Method


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			6			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.27			$0.00			$40.27			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			8			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.27			$0.00			$40.27			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			9			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.28			$0.00			$40.28			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			10			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.27			$0.00			$40.27			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			13			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.46			$0.00			$40.46			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			14			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.21			$0.00			$40.21			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			15			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.27			$0.00			$40.27			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			16			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.35			$0.00			$40.35			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			6			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.27			Financial Support / Direct Install


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			8			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.27			Financial Support / Direct Install


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			9			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.28			Financial Support / Direct Install


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			10			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.27			Financial Support / Direct Install


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			13			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.46			Financial Support / Direct Install


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			14			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.21			Financial Support / Direct Install


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			15			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.27			Financial Support / Direct Install


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			16			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.35			Financial Support / Direct Install


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			6			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.27			$0.00			$40.27			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			8			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.27			$0.00			$40.27			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			9			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.28			$0.00			$40.28			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			10			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.27			$0.00			$40.27			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			13			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.46			$0.00			$40.46			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			14			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.21			$0.00			$40.21			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			15			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.27			$0.00			$40.27			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			16			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.35			$0.00			$40.35			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			6			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.27			Financial Support / Direct Install


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			8			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.27			Financial Support / Direct Install


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			9			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.28			Financial Support / Direct Install


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			10			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.27			Financial Support / Direct Install


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			13			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.46			Financial Support / Direct Install


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			14			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.21			Financial Support / Direct Install


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			15			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.27			Financial Support / Direct Install


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			16			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.35			Financial Support / Direct Install


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			6			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.27			$0.00			$40.27			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			8			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.27			$0.00			$40.27			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			9			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.28			$0.00			$40.28			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			10			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.27			$0.00			$40.27			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			13			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.46			$0.00			$40.46			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			14			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.21			$0.00			$40.21			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			15			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.27			$0.00			$40.27			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			16			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$40.35			$0.00			$40.35			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			6			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.27			Financial Support / Direct Install


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			8			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.27			Financial Support / Direct Install


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			9			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.28			Financial Support / Direct Install


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			10			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.27			Financial Support / Direct Install


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			13			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.46			Financial Support / Direct Install


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			14			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.21			Financial Support / Direct Install


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			15			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.27			Financial Support / Direct Install


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			16			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$40.35			Financial Support / Direct Install


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			6			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.13			$0.00			$20.13			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			8			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.14			$0.00			$20.14			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			9			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.14			$0.00			$20.14			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			10			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.13			$0.00			$20.13			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			13			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.23			$0.00			$20.23			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			14			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.11			$0.00			$20.11			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			15			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.13			$0.00			$20.13			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			16			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.18			$0.00			$20.18			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			6			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.13			Financial Support / Direct Install


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			8			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.14			Financial Support / Direct Install


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			9			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.14			Financial Support / Direct Install


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			10			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.13			Financial Support / Direct Install


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			13			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.23			Financial Support / Direct Install


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			14			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.11			Financial Support / Direct Install


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			15			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.13			Financial Support / Direct Install


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			16			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.18			Financial Support / Direct Install


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			6			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.13			$0.00			$20.13			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			8			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.14			$0.00			$20.14			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			9			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.14			$0.00			$20.14			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			10			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.13			$0.00			$20.13			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			13			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.23			$0.00			$20.23			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			14			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.11			$0.00			$20.11			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			15			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.13			$0.00			$20.13			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			16			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.18			$0.00			$20.18			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			6			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.13			Financial Support / Direct Install


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			8			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.14			Financial Support / Direct Install


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			9			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.14			Financial Support / Direct Install


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			10			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.13			Financial Support / Direct Install


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			13			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.23			Financial Support / Direct Install


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			14			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.11			Financial Support / Direct Install


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			15			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.13			Financial Support / Direct Install


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			16			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.18			Financial Support / Direct Install


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			6			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.13			$0.00			$20.13			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			8			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.14			$0.00			$20.14			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			9			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.14			$0.00			$20.14			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			10			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.13			$0.00			$20.13			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			13			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.23			$0.00			$20.23			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			14			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.11			$0.00			$20.11			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			15			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.13			$0.00			$20.13			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			16			per dwelling unit			REA			No			N/A			N/A			0.70			1.00			$20.18			$0.00			$20.18			Financial Support / Down-Stream Incentive - Deemed


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			6			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.13			Financial Support / Direct Install


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			8			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.14			Financial Support / Direct Install


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			9			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.14			Financial Support / Direct Install


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			10			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.13			Financial Support / Direct Install


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			13			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.23			Financial Support / Direct Install


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			14			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.11			Financial Support / Direct Install


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			15			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.13			Financial Support / Direct Install


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			16			per dwelling unit			REA			No			N/A			N/A			0.85			1.00			From Program			$0.00			$20.18			Financial Support / Direct Install








































































































Measure List


						Rev Status						Measure Name						Load Shape/Unit Definition						Code			Building Attributes												Measure Wattages									Predetermined Savings Values/EUL																								TOU/End Use						Measure Costs


						This section indicates the activity of the measures since the previous revision of the workpaper.						This Section contains measure names and measure identifiers at the core measure level.						This section contains the load shape and unit definition which does not affect the meausre calculations.						Indicate if there is applicable code applied to the calculations.			This section contains the calcualtion ajdustments that directly effect the calculations. The values should default to DEER unless specified otherwise																					This section if the savings for this workpaper are generated from another source, i.e. eQuest or other modeling software. This section also assumes that the savings do not vary by building type or climate zone. If the values change by building type or climate zone please manipulate on the Impact Matrix Tab.																								This section contains the TOU and End Use which are for reporting but required at the meausre level.


			Measure Count			Activity Since Previous Revision			Summary			MMDB Measure Name			Solution Code			Measure Electric End Use Shape (Load Shape)			Unit Definition			Applicable Code (RET Only)			Interactive Effects Schedule			Operating Schedulte			Interactive Effects			Coincident Diversity Factors			Measure Case Wattage (kW)			Base Case Wattage (kW) (1st Baseline)			Base Case Wattage (kW) (2nd Baseline)			Population with Predetermined Savings Values			EUL			1st Baseline Period - kWh Energy Savings			1st Baseline Period - kW Demand Reduction			1st Baseline Period - Gas Savings (Therm)			2nd Baseline Period - kWh Energy Savings			2nd Baseline Period - kW Demand Reduction			2nd Baseline Period - Gas Savings (Therm)			% Eligible for TOU AC Adjustment			SCE End Use			Base Case Cost    ($/unit)			Base Case Labor Cost ($/unit)


Brian V. O'Keefe: Brian V. O'Keefe:
It is typical for the base case labor cost to be the same as the measure case labor cost therefore this field has been defaulted to the measure case cost.  If the particular measure in this work paper has a different value for the base case cost, simply enter the value in this column as appropriate.			Measure Equipment Cost   ($/unit)			Measure labor Cost   ($/unit)


			1			Measure Modified			Revise Assumptions			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			HeatPump_WtrHt-RC			per dwelling unit			No			CFL			DEER			DEER			DEER			N/A			N/A			N/A			Yes			15.00			0.00			0.00			0.00			0.00			0.00			0.00			0.00			Water Heating			$10.11			$2.68			$37.10			$2.68


			2			Measure Modified			Revise Assumptions			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			HeatPump_WtrHt-RC			per dwelling unit			No			CFL			DEER			DEER			DEER			N/A			N/A			N/A			Yes			15.00			0.00			0.00			0.00			0.00			0.00			0.00			0.00			Water Heating			$10.11			$2.68			$37.10			$2.68


			3			Measure Modified			Revise Assumptions			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			HeatPump_WtrHt-RC			per dwelling unit			No			CFL			DEER			DEER			DEER			N/A			N/A			N/A			Yes			15.00			0.00			0.00			0.00			0.00			0.00			0.00			0.00			Water Heating			$10.11			$2.68			$37.10			$2.68


			4			Measure Modified			Revise Assumptions			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			HeatPump_WtrHt-RC			per dwelling unit			No			CFL			DEER			DEER			DEER			N/A			N/A			N/A			Yes			15.00			0.00			0.00			0.00			0.00			0.00			0.00			0.00			Water Heating			$10.65			$1.34			$18.55			$1.34


			5			Measure Modified			Revise Assumptions			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			HeatPump_WtrHt-RC			per dwelling unit			No			CFL			DEER			DEER			DEER			N/A			N/A			N/A			Yes			15.00			0.00			0.00			0.00			0.00			0.00			0.00			0.00			Water Heating			$10.65			$1.34			$18.55			$1.34


			6			Measure Modified			Revise Assumptions			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			HeatPump_WtrHt-RC			per dwelling unit			No			CFL			DEER			DEER			DEER			N/A			N/A			N/A			Yes			15.00			0.00			0.00			0.00			0.00			0.00			0.00			0.00			Water Heating			$10.65			$1.34			$18.55			$1.34





Impact Generation


Cost and NTG Generation





Matrix Permutations


						Matrix Selection


						Program type is a permutation for both the measure impacts and measure cost. The number of program types selected will be a factor in quantity for matrix measures and cost records.			Building type is a permutation for only the impact values. The operating hours and interactive effects vary by building type. SCE maintains a list of 33 building types, 30 nonresidential and 3 residential.			Climate zone is a permutation for both the measure impacts and measure cost. The number of climate zones selected will be a factor in quantity for matrix measures and cost records. (Unless for an explicit reason, always select all 8 SCE climate zones.)			Delivery and Incentive Method is a permutation for only the cost values. Depending on the delivery/incentive method the cost may or may not need to be calculated.


						Program Type			Building Type List			Climate Zone List			Delivery and Incentive Method


			1			REA			Residential Multi-family			01			Financial Support / Down-Stream Incentive - Deemed


			2									02			Financial Support / Direct Install


			3									03


			4									04


			5									05


			6									06


			7									07


			8									08


			9									09


			10									10


			11									11


			12									12


			13									13


			14									14


			15									15


			16									16


			17


			18


			19


			20


			21


			22


			23


			24


			25


			26


			27


			28


			29


			30


			31


			32


			33


			Totals			1			1			16			2








Impact Matrix


			Rev Status						Measure Name									Impact Permutations									Load Shape/EUL/Unit Definition												Code			Building Attributes																								1st Baseline Period																					2nd Baseline Period																					TOU			End Use									Sector			Vlookup Data																		Impact Permutations									PGE Measure Results																																	SDGE Measure Results																																	SCG Measure Results


			This section indicates the activity of the measures since the previous revision of the workpaper.						This Section contains measure names and measure identifiers at the core measure level and the matrix measure level.									This section indicates the impact permutations used to derive unique records.									This section contains information that is not dependent on install type (i.e. RET, ROB, NEW, or REA) and does not have an impact on the calculatoin methodology for code versus customer savings.															Measure default values used for calculations in both the intial 1st baseline period and the 2nd baseline period.																								Values in this section are for the initial baseline period for the measure.  In this section the base case used will be the customer installed baseline for RET and REA measures and the above code or industry standard practice for ROB and NEW measures.  In this period ROB, NEW, and REA measures will use the full EUL. RET measures that do not have application will also use the full EUL.																					Values in this section are for the remainder of the measure EUL period for Retrofit measures that have applicable code.  In this period both ROB and REA will show no values since there exists no 2nd baseline for those measure groups.																								The end uses that are tracked in the MMDB do not line up with the end uses that the CPUC would like SCE to report with.  These columns address that concern.																														This section indicates the impact permutations used to derive unique records.									Interactive Effects/Conincident Diversity Factor															1st Baseline Results									2nd Baseline Results									Interactive Effects/Conincident Diversity Factor															1st Baseline Results									2nd Baseline Results									Interactive Effects/Conincident Diversity Factor															1st Baseline Results									2nd Baseline Results


																																																																		Decimal Accuracy									2			5			5			1			Decimal Accuracy									2			5			5			1


			Activity Since Previous Revision			Summary			MMDB Measure Name			Measure RunID			Solution Code			Program Type (NEW, ROB, RET)			Building Type			CZ			Measure Electric End Use Shape (Load Shape)			E3 Alt Building Type			EUL			Unit Definition			Applicable Code (RET Only)			Operating Schedulte			Annual Operating Hours			Interactive Effects			Energy Interactive Effects			Demand Interactive Effects			Coincident Diversity Factors			Coincident Diversity Factors			Therm Interactive Effects			Base Case Wattage (kW) (1st Baseline)			Measure Case Wattage (kW)			Delta Watts (kW)			kWh Energy Savings			kW Demand Reduction			Gas Savings (Therm)			RUL			Base Case Wattage (kW) (2nd Baseline)			Measure Case Wattage (kW)			Delta Watts (kW)			kWh Energy Savings			kW Demand Reduction			Gas Savings (Therm)			EUL-RUL			% Eligible for TOU AC Adjustment			SCE End Use			Nonresidential CPUC End Use (Regulatory End Use)			Residential CPUC End Use (Regulatory End Use)			Res or NonRes			Operating Hours, Intereactive Effect, and Coincident Diversity Factor			Operating Hours			Interactive Effects			Coincident Diversty			Load Shpae			BT Abbriveation			Program Type (NEW, ROB, RET)			Building Type			CZ			Operating Hours			Energy Interactive Effects			Demand Interactive Effects			Coincident Diversity Factors			Therm Interactive Effects			kWh Energy Savings			kW Demand Reduction			Gas Savings (Therm)			kWh Energy Savings			kW Demand Reduction			Gas Savings (Therm)			Operating Hours			Energy Interactive Effects			Demand Interactive Effects			Coincident Diversity Factors			Therm Interactive Effects			kWh Energy Savings			kW Demand Reduction			Gas Savings (Therm)			kWh Energy Savings			kW Demand Reduction			Gas Savings (Therm)			Operating Hours			Energy Interactive Effects			Demand Interactive Effects			Coincident Diversity Factors			Therm Interactive Effects			kWh Energy Savings			kW Demand Reduction			Gas Savings (Therm)			kWh Energy Savings			kW Demand Reduction			Gas Savings (Therm)


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 01			PM-35626			REA			Residential Multi-family			01			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			24.61364			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 01			DEER - Residential Multi-family			DEER - Residential Multi-family - 01			DEER - Residential Multi-family - 01			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			01			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			24.61364			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			24.61			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			24.61			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 02			PM-35626			REA			Residential Multi-family			02			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			23.70455			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 02			DEER - Residential Multi-family			DEER - Residential Multi-family - 02			DEER - Residential Multi-family - 02			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			02			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			23.70455			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			23.70			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			23.70			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 03			PM-35626			REA			Residential Multi-family			03			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			23.65909			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 03			DEER - Residential Multi-family			DEER - Residential Multi-family - 03			DEER - Residential Multi-family - 03			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			03			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			23.65909			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			23.66			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			23.66			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 04			PM-35626			REA			Residential Multi-family			04			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			23.34091			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 04			DEER - Residential Multi-family			DEER - Residential Multi-family - 04			DEER - Residential Multi-family - 04			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			04			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			23.34091			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			23.34			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			23.34			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 05			PM-35626			REA			Residential Multi-family			05			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			23.90909			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 05			DEER - Residential Multi-family			DEER - Residential Multi-family - 05			DEER - Residential Multi-family - 05			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			05			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			23.90909			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			23.91			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			23.91			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 06			PM-35626			REA			Residential Multi-family			06			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			22.88636			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 06			DEER - Residential Multi-family			DEER - Residential Multi-family - 06			DEER - Residential Multi-family - 06			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			06			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			22.88636			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			22.89			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			22.89			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 07			PM-35626			REA			Residential Multi-family			07			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			22.68182			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 07			DEER - Residential Multi-family			DEER - Residential Multi-family - 07			DEER - Residential Multi-family - 07			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			07			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			22.68182			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			22.68			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			22.68			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 08			PM-35626			REA			Residential Multi-family			08			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			22.54545			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 08			DEER - Residential Multi-family			DEER - Residential Multi-family - 08			DEER - Residential Multi-family - 08			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			08			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			22.54545			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			22.55			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			22.55			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 09			PM-35626			REA			Residential Multi-family			09			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			22.54545			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 09			DEER - Residential Multi-family			DEER - Residential Multi-family - 09			DEER - Residential Multi-family - 09			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			09			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			22.54545			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			22.55			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			22.55			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 10			PM-35626			REA			Residential Multi-family			10			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			22.54545			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 10			DEER - Residential Multi-family			DEER - Residential Multi-family - 10			DEER - Residential Multi-family - 10			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			10			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			22.54545			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			22.55			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			22.55			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 11			PM-35626			REA			Residential Multi-family			11			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			22.68182			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 11			DEER - Residential Multi-family			DEER - Residential Multi-family - 11			DEER - Residential Multi-family - 11			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			11			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			22.68182			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			22.68			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			22.68			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 12			PM-35626			REA			Residential Multi-family			12			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			23.09091			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 12			DEER - Residential Multi-family			DEER - Residential Multi-family - 12			DEER - Residential Multi-family - 12			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			12			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			23.09091			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			23.09			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			23.09			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 13			PM-35626			REA			Residential Multi-family			13			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			22.52273			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 13			DEER - Residential Multi-family			DEER - Residential Multi-family - 13			DEER - Residential Multi-family - 13			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			13			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			22.52273			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			22.52			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			22.52			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 14			PM-35626			REA			Residential Multi-family			14			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			22.79545			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 14			DEER - Residential Multi-family			DEER - Residential Multi-family - 14			DEER - Residential Multi-family - 14			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			14			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			22.79545			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			22.80			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			22.80			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 15			PM-35626			REA			Residential Multi-family			15			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			20.59091			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 15			DEER - Residential Multi-family			DEER - Residential Multi-family - 15			DEER - Residential Multi-family - 15			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			15			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			20.59091			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			20.59			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			20.59			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626 - REA - MFM - 16			PM-35626			REA			Residential Multi-family			16			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			24.52273			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 16			DEER - Residential Multi-family			DEER - Residential Multi-family - 16			DEER - Residential Multi-family - 16			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			16			N/A			N/A			N/A			N/A			N/A			27.90909			0.00309			24.52273			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			24.52			0			0			0			N/A			N/A			N/A			N/A			N/A			27.91			0.00318			24.52			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 01			PM-22452			REA			Residential Multi-family			01			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			616.62709			0.06834			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 01			DEER - Residential Multi-family			DEER - Residential Multi-family - 01			DEER - Residential Multi-family - 01			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			01			N/A			N/A			N/A			N/A			N/A			616.62709			0.06834			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			616.63			0.06834			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 02			PM-22452			REA			Residential Multi-family			02			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			594.88312			0.06593			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 02			DEER - Residential Multi-family			DEER - Residential Multi-family - 02			DEER - Residential Multi-family - 02			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			02			N/A			N/A			N/A			N/A			N/A			594.88312			0.06593			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			594.88			0.06593			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 03			PM-22452			REA			Residential Multi-family			03			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			593.79592			0.06581			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 03			DEER - Residential Multi-family			DEER - Residential Multi-family - 03			DEER - Residential Multi-family - 03			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			03			N/A			N/A			N/A			N/A			N/A			593.79592			0.06581			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			593.80			0.06581			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 04			PM-22452			REA			Residential Multi-family			04			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			586.18553			0.06497			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 04			DEER - Residential Multi-family			DEER - Residential Multi-family - 04			DEER - Residential Multi-family - 04			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			04			N/A			N/A			N/A			N/A			N/A			586.18553			0.06497			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			586.19			0.06497			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 05			PM-22452			REA			Residential Multi-family			05			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			599.77551			0.06647			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 05			DEER - Residential Multi-family			DEER - Residential Multi-family - 05			DEER - Residential Multi-family - 05			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			05			N/A			N/A			N/A			N/A			N/A			599.77551			0.06647			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			599.78			0.06647			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 06			PM-22452			REA			Residential Multi-family			06			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			575.31354			0.06377			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 06			DEER - Residential Multi-family			DEER - Residential Multi-family - 06			DEER - Residential Multi-family - 06			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			06			N/A			N/A			N/A			N/A			N/A			575.31354			0.06377			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			575.31			0.06377			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 07			PM-22452			REA			Residential Multi-family			07			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			570.42115			0.06323			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 07			DEER - Residential Multi-family			DEER - Residential Multi-family - 07			DEER - Residential Multi-family - 07			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			07			N/A			N/A			N/A			N/A			N/A			570.42115			0.06323			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			570.42			0.06323			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 08			PM-22452			REA			Residential Multi-family			08			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			567.15955			0.06286			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 08			DEER - Residential Multi-family			DEER - Residential Multi-family - 08			DEER - Residential Multi-family - 08			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			08			N/A			N/A			N/A			N/A			N/A			567.15955			0.06286			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			567.16			0.06286			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 09			PM-22452			REA			Residential Multi-family			09			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			567.15955			0.06286			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 09			DEER - Residential Multi-family			DEER - Residential Multi-family - 09			DEER - Residential Multi-family - 09			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			09			N/A			N/A			N/A			N/A			N/A			567.15955			0.06286			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			567.16			0.06286			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 10			PM-22452			REA			Residential Multi-family			10			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			567.15955			0.06286			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 10			DEER - Residential Multi-family			DEER - Residential Multi-family - 10			DEER - Residential Multi-family - 10			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			10			N/A			N/A			N/A			N/A			N/A			567.15955			0.06286			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			567.16			0.06286			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 11			PM-22452			REA			Residential Multi-family			11			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			570.42115			0.06323			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 11			DEER - Residential Multi-family			DEER - Residential Multi-family - 11			DEER - Residential Multi-family - 11			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			11			N/A			N/A			N/A			N/A			N/A			570.42115			0.06323			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			570.42			0.06323			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 12			PM-22452			REA			Residential Multi-family			12			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			580.20594			0.06431			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 12			DEER - Residential Multi-family			DEER - Residential Multi-family - 12			DEER - Residential Multi-family - 12			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			12			N/A			N/A			N/A			N/A			N/A			580.20594			0.06431			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			580.21			0.06431			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 13			PM-22452			REA			Residential Multi-family			13			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			566.61596			0.06280			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 13			DEER - Residential Multi-family			DEER - Residential Multi-family - 13			DEER - Residential Multi-family - 13			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			13			N/A			N/A			N/A			N/A			N/A			566.61596			0.06280			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			566.62			0.06280			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 14			PM-22452			REA			Residential Multi-family			14			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			573.13915			0.06353			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 14			DEER - Residential Multi-family			DEER - Residential Multi-family - 14			DEER - Residential Multi-family - 14			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			14			N/A			N/A			N/A			N/A			N/A			573.13915			0.06353			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			573.14			0.06353			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 15			PM-22452			REA			Residential Multi-family			15			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			520.41002			0.05769			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 15			DEER - Residential Multi-family			DEER - Residential Multi-family - 15			DEER - Residential Multi-family - 15			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			15			N/A			N/A			N/A			N/A			N/A			520.41002			0.05769			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			520.41			0.05769			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452 - REA - MFM - 16			PM-22452			REA			Residential Multi-family			16			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			614.45269			0.06810			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 16			DEER - Residential Multi-family			DEER - Residential Multi-family - 16			DEER - Residential Multi-family - 16			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			16			N/A			N/A			N/A			N/A			N/A			614.45269			0.06810			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			614.45			0.06810			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 01			PM-48756			REA			Residential Multi-family			01			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			258.68655			0.02872			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 01			DEER - Residential Multi-family			DEER - Residential Multi-family - 01			DEER - Residential Multi-family - 01			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			01			N/A			N/A			N/A			N/A			N/A			258.68655			0.02872			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 02			PM-48756			REA			Residential Multi-family			02			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			250.16291			0.02778			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 02			DEER - Residential Multi-family			DEER - Residential Multi-family - 02			DEER - Residential Multi-family - 02			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			02			N/A			N/A			N/A			N/A			N/A			250.16291			0.02778			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 03			PM-48756			REA			Residential Multi-family			03			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			249.73673			0.02773			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 03			DEER - Residential Multi-family			DEER - Residential Multi-family - 03			DEER - Residential Multi-family - 03			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			03			N/A			N/A			N/A			N/A			N/A			249.73673			0.02773			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 04			PM-48756			REA			Residential Multi-family			04			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			246.75345			0.02740			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 04			DEER - Residential Multi-family			DEER - Residential Multi-family - 04			DEER - Residential Multi-family - 04			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			04			N/A			N/A			N/A			N/A			N/A			246.75345			0.02740			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 05			PM-48756			REA			Residential Multi-family			05			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			252.08073			0.02799			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 05			DEER - Residential Multi-family			DEER - Residential Multi-family - 05			DEER - Residential Multi-family - 05			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			05			N/A			N/A			N/A			N/A			N/A			252.08073			0.02799			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 06			PM-48756			REA			Residential Multi-family			06			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			242.49164			0.02693			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 06			DEER - Residential Multi-family			DEER - Residential Multi-family - 06			DEER - Residential Multi-family - 06			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			06			N/A			N/A			N/A			N/A			N/A			242.49164			0.02693			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 07			PM-48756			REA			Residential Multi-family			07			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			240.57382			0.02672			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 07			DEER - Residential Multi-family			DEER - Residential Multi-family - 07			DEER - Residential Multi-family - 07			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			07			N/A			N/A			N/A			N/A			N/A			240.57382			0.02672			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 08			PM-48756			REA			Residential Multi-family			08			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			239.29527			0.02658			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 08			DEER - Residential Multi-family			DEER - Residential Multi-family - 08			DEER - Residential Multi-family - 08			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			08			N/A			N/A			N/A			N/A			N/A			239.29527			0.02658			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 09			PM-48756			REA			Residential Multi-family			09			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			239.29527			0.02658			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 09			DEER - Residential Multi-family			DEER - Residential Multi-family - 09			DEER - Residential Multi-family - 09			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			09			N/A			N/A			N/A			N/A			N/A			239.29527			0.02658			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 10			PM-48756			REA			Residential Multi-family			10			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			239.29527			0.02658			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 10			DEER - Residential Multi-family			DEER - Residential Multi-family - 10			DEER - Residential Multi-family - 10			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			10			N/A			N/A			N/A			N/A			N/A			239.29527			0.02658			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 11			PM-48756			REA			Residential Multi-family			11			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			240.57382			0.02672			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 11			DEER - Residential Multi-family			DEER - Residential Multi-family - 11			DEER - Residential Multi-family - 11			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			11			N/A			N/A			N/A			N/A			N/A			240.57382			0.02672			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 12			PM-48756			REA			Residential Multi-family			12			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			244.40945			0.02714			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 12			DEER - Residential Multi-family			DEER - Residential Multi-family - 12			DEER - Residential Multi-family - 12			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			12			N/A			N/A			N/A			N/A			N/A			244.40945			0.02714			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 13			PM-48756			REA			Residential Multi-family			13			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			239.08218			0.02655			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 13			DEER - Residential Multi-family			DEER - Residential Multi-family - 13			DEER - Residential Multi-family - 13			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			13			N/A			N/A			N/A			N/A			N/A			239.08218			0.02655			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 14			PM-48756			REA			Residential Multi-family			14			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			241.63927			0.02684			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 14			DEER - Residential Multi-family			DEER - Residential Multi-family - 14			DEER - Residential Multi-family - 14			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			14			N/A			N/A			N/A			N/A			N/A			241.63927			0.02684			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 15			PM-48756			REA			Residential Multi-family			15			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			220.96945			0.02455			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 15			DEER - Residential Multi-family			DEER - Residential Multi-family - 15			DEER - Residential Multi-family - 15			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			15			N/A			N/A			N/A			N/A			N/A			220.96945			0.02455			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756 - REA - MFM - 16			PM-48756			REA			Residential Multi-family			16			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			257.83418			0.02863			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 16			DEER - Residential Multi-family			DEER - Residential Multi-family - 16			DEER - Residential Multi-family - 16			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			16			N/A			N/A			N/A			N/A			N/A			257.83418			0.02863			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 01			PM-59789			REA			Residential Multi-family			01			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			15.44318			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 01			DEER - Residential Multi-family			DEER - Residential Multi-family - 01			DEER - Residential Multi-family - 01			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			01			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			15.44318			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			15.44			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			15.44			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 02			PM-59789			REA			Residential Multi-family			02			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			14.75000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 02			DEER - Residential Multi-family			DEER - Residential Multi-family - 02			DEER - Residential Multi-family - 02			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			02			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			14.75000			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			14.75			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			14.75			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 03			PM-59789			REA			Residential Multi-family			03			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			14.73864			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 03			DEER - Residential Multi-family			DEER - Residential Multi-family - 03			DEER - Residential Multi-family - 03			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			03			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			14.73864			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			14.74			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			14.74			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 04			PM-59789			REA			Residential Multi-family			04			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			14.47727			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 04			DEER - Residential Multi-family			DEER - Residential Multi-family - 04			DEER - Residential Multi-family - 04			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			04			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			14.47727			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			14.48			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			14.48			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 05			PM-59789			REA			Residential Multi-family			05			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			14.90909			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 05			DEER - Residential Multi-family			DEER - Residential Multi-family - 05			DEER - Residential Multi-family - 05			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			05			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			14.90909			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			14.91			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			14.91			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 06			PM-59789			REA			Residential Multi-family			06			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			14.15909			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 06			DEER - Residential Multi-family			DEER - Residential Multi-family - 06			DEER - Residential Multi-family - 06			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			06			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			14.15909			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			14.16			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			14.16			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 07			PM-59789			REA			Residential Multi-family			07			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			14.02273			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 07			DEER - Residential Multi-family			DEER - Residential Multi-family - 07			DEER - Residential Multi-family - 07			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			07			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			14.02273			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			14.02			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			14.02			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 08			PM-59789			REA			Residential Multi-family			08			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			13.90909			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 08			DEER - Residential Multi-family			DEER - Residential Multi-family - 08			DEER - Residential Multi-family - 08			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			08			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			13.90909			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			13.91			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			13.91			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 09			PM-59789			REA			Residential Multi-family			09			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			13.90909			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 09			DEER - Residential Multi-family			DEER - Residential Multi-family - 09			DEER - Residential Multi-family - 09			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			09			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			13.90909			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			13.91			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			13.91			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 10			PM-59789			REA			Residential Multi-family			10			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			13.88636			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 10			DEER - Residential Multi-family			DEER - Residential Multi-family - 10			DEER - Residential Multi-family - 10			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			10			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			13.88636			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			13.89			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			13.89			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 11			PM-59789			REA			Residential Multi-family			11			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			13.98864			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 11			DEER - Residential Multi-family			DEER - Residential Multi-family - 11			DEER - Residential Multi-family - 11			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			11			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			13.98864			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			13.99			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			13.99			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 12			PM-59789			REA			Residential Multi-family			12			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			14.28409			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 12			DEER - Residential Multi-family			DEER - Residential Multi-family - 12			DEER - Residential Multi-family - 12			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			12			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			14.28409			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			14.28			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			14.28			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 13			PM-59789			REA			Residential Multi-family			13			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			13.87500			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 13			DEER - Residential Multi-family			DEER - Residential Multi-family - 13			DEER - Residential Multi-family - 13			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			13			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			13.87500			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			13.88			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			13.88			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 14			PM-59789			REA			Residential Multi-family			14			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			14.07955			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 14			DEER - Residential Multi-family			DEER - Residential Multi-family - 14			DEER - Residential Multi-family - 14			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			14			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			14.07955			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			14.08			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			14.08			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 15			PM-59789			REA			Residential Multi-family			15			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			12.45455			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 15			DEER - Residential Multi-family			DEER - Residential Multi-family - 15			DEER - Residential Multi-family - 15			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			15			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			12.45455			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			12.45			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			12.45			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789 - REA - MFM - 16			PM-59789			REA			Residential Multi-family			16			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			15.37500			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 16			DEER - Residential Multi-family			DEER - Residential Multi-family - 16			DEER - Residential Multi-family - 16			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			16			N/A			N/A			N/A			N/A			N/A			23.12500			0.00256			15.37500			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			15.38			0			0			0			N/A			N/A			N/A			N/A			N/A			23.13			0.00265			15.38			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 01			PM-64745			REA			Residential Multi-family			01			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			392.50070			0.04353			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 01			DEER - Residential Multi-family			DEER - Residential Multi-family - 01			DEER - Residential Multi-family - 01			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			01			N/A			N/A			N/A			N/A			N/A			392.50070			0.04353			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			392.50			0.04353			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 02			PM-64745			REA			Residential Multi-family			02			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			375.92092			0.04169			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 02			DEER - Residential Multi-family			DEER - Residential Multi-family - 02			DEER - Residential Multi-family - 02			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			02			N/A			N/A			N/A			N/A			N/A			375.92092			0.04169			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			375.92			0.04169			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 03			PM-64745			REA			Residential Multi-family			03			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			375.64912			0.04166			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 03			DEER - Residential Multi-family			DEER - Residential Multi-family - 03			DEER - Residential Multi-family - 03			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			03			N/A			N/A			N/A			N/A			N/A			375.64912			0.04166			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			375.65			0.04166			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 04			PM-64745			REA			Residential Multi-family			04			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			369.39773			0.04097			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 04			DEER - Residential Multi-family			DEER - Residential Multi-family - 04			DEER - Residential Multi-family - 04			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			04			N/A			N/A			N/A			N/A			N/A			369.39773			0.04097			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			369.40			0.04097			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 05			PM-64745			REA			Residential Multi-family			05			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			379.72611			0.04212			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 05			DEER - Residential Multi-family			DEER - Residential Multi-family - 05			DEER - Residential Multi-family - 05			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			05			N/A			N/A			N/A			N/A			N/A			379.72611			0.04212			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			379.73			0.04212			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 06			PM-64745			REA			Residential Multi-family			06			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			361.78734			0.04013			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 06			DEER - Residential Multi-family			DEER - Residential Multi-family - 06			DEER - Residential Multi-family - 06			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			06			N/A			N/A			N/A			N/A			N/A			361.78734			0.04013			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			361.79			0.04013			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 07			PM-64745			REA			Residential Multi-family			07			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			358.52574			0.03977			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 07			DEER - Residential Multi-family			DEER - Residential Multi-family - 07			DEER - Residential Multi-family - 07			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			07			N/A			N/A			N/A			N/A			N/A			358.52574			0.03977			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			358.53			0.03977			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 08			PM-64745			REA			Residential Multi-family			08			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			355.80775			0.03947			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 08			DEER - Residential Multi-family			DEER - Residential Multi-family - 08			DEER - Residential Multi-family - 08			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			08			N/A			N/A			N/A			N/A			N/A			355.80775			0.03947			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			355.81			0.03947			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 09			PM-64745			REA			Residential Multi-family			09			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			355.80775			0.03947			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 09			DEER - Residential Multi-family			DEER - Residential Multi-family - 09			DEER - Residential Multi-family - 09			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			09			N/A			N/A			N/A			N/A			N/A			355.80775			0.03947			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			355.81			0.03947			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 10			PM-64745			REA			Residential Multi-family			10			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			355.26415			0.03941			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 10			DEER - Residential Multi-family			DEER - Residential Multi-family - 10			DEER - Residential Multi-family - 10			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			10			N/A			N/A			N/A			N/A			N/A			355.26415			0.03941			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			355.26			0.03941			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 11			PM-64745			REA			Residential Multi-family			11			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			357.71034			0.03968			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 11			DEER - Residential Multi-family			DEER - Residential Multi-family - 11			DEER - Residential Multi-family - 11			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			11			N/A			N/A			N/A			N/A			N/A			357.71034			0.03968			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			357.71			0.03968			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 12			PM-64745			REA			Residential Multi-family			12			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			364.77713			0.04046			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 12			DEER - Residential Multi-family			DEER - Residential Multi-family - 12			DEER - Residential Multi-family - 12			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			12			N/A			N/A			N/A			N/A			N/A			364.77713			0.04046			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			364.78			0.04046			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 13			PM-64745			REA			Residential Multi-family			13			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			354.99235			0.03938			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 13			DEER - Residential Multi-family			DEER - Residential Multi-family - 13			DEER - Residential Multi-family - 13			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			13			N/A			N/A			N/A			N/A			N/A			354.99235			0.03938			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			354.99			0.03938			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 14			PM-64745			REA			Residential Multi-family			14			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			359.88474			0.03992			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 14			DEER - Residential Multi-family			DEER - Residential Multi-family - 14			DEER - Residential Multi-family - 14			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			14			N/A			N/A			N/A			N/A			N/A			359.88474			0.03992			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			359.88			0.03992			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 15			PM-64745			REA			Residential Multi-family			15			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			321.01739			0.03562			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 15			DEER - Residential Multi-family			DEER - Residential Multi-family - 15			DEER - Residential Multi-family - 15			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			15			N/A			N/A			N/A			N/A			N/A			321.01739			0.03562			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			321.02			0.03562			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745 - REA - MFM - 16			PM-64745			REA			Residential Multi-family			16			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			390.86990			0.04335			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 16			DEER - Residential Multi-family			DEER - Residential Multi-family - 16			DEER - Residential Multi-family - 16			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			16			N/A			N/A			N/A			N/A			N/A			390.86990			0.04335			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			390.87			0.04335			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 01			PM-76564			REA			Residential Multi-family			01			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			167.92027			0.01867			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 01			DEER - Residential Multi-family			DEER - Residential Multi-family - 01			DEER - Residential Multi-family - 01			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			01			N/A			N/A			N/A			N/A			N/A			167.92027			0.01867			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 02			PM-76564			REA			Residential Multi-family			02			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			161.42100			0.01795			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 02			DEER - Residential Multi-family			DEER - Residential Multi-family - 02			DEER - Residential Multi-family - 02			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			02			N/A			N/A			N/A			N/A			N/A			161.42100			0.01795			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 03			PM-76564			REA			Residential Multi-family			03			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			161.31445			0.01794			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 03			DEER - Residential Multi-family			DEER - Residential Multi-family - 03			DEER - Residential Multi-family - 03			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			03			N/A			N/A			N/A			N/A			N/A			161.31445			0.01794			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 04			PM-76564			REA			Residential Multi-family			04			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			158.86391			0.01767			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 04			DEER - Residential Multi-family			DEER - Residential Multi-family - 04			DEER - Residential Multi-family - 04			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			04			N/A			N/A			N/A			N/A			N/A			158.86391			0.01767			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 05			PM-76564			REA			Residential Multi-family			05			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			162.91264			0.01812			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 05			DEER - Residential Multi-family			DEER - Residential Multi-family - 05			DEER - Residential Multi-family - 05			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			05			N/A			N/A			N/A			N/A			N/A			162.91264			0.01812			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 06			PM-76564			REA			Residential Multi-family			06			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			155.88064			0.01734			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 06			DEER - Residential Multi-family			DEER - Residential Multi-family - 06			DEER - Residential Multi-family - 06			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			06			N/A			N/A			N/A			N/A			N/A			155.88064			0.01734			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 07			PM-76564			REA			Residential Multi-family			07			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			154.60209			0.01720			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 07			DEER - Residential Multi-family			DEER - Residential Multi-family - 07			DEER - Residential Multi-family - 07			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			07			N/A			N/A			N/A			N/A			N/A			154.60209			0.01720			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 08			PM-76564			REA			Residential Multi-family			08			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			153.53664			0.01708			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 08			DEER - Residential Multi-family			DEER - Residential Multi-family - 08			DEER - Residential Multi-family - 08			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			08			N/A			N/A			N/A			N/A			N/A			153.53664			0.01708			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 09			PM-76564			REA			Residential Multi-family			09			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			153.53664			0.01708			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 09			DEER - Residential Multi-family			DEER - Residential Multi-family - 09			DEER - Residential Multi-family - 09			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			09			N/A			N/A			N/A			N/A			N/A			153.53664			0.01708			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 10			PM-76564			REA			Residential Multi-family			10			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			153.32355			0.01706			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 10			DEER - Residential Multi-family			DEER - Residential Multi-family - 10			DEER - Residential Multi-family - 10			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			10			N/A			N/A			N/A			N/A			N/A			153.32355			0.01706			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 11			PM-76564			REA			Residential Multi-family			11			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			154.28245			0.01716			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 11			DEER - Residential Multi-family			DEER - Residential Multi-family - 11			DEER - Residential Multi-family - 11			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			11			N/A			N/A			N/A			N/A			N/A			154.28245			0.01716			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 12			PM-76564			REA			Residential Multi-family			12			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			157.05264			0.01747			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 12			DEER - Residential Multi-family			DEER - Residential Multi-family - 12			DEER - Residential Multi-family - 12			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			12			N/A			N/A			N/A			N/A			N/A			157.05264			0.01747			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 13			PM-76564			REA			Residential Multi-family			13			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			153.21700			0.01705			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 13			DEER - Residential Multi-family			DEER - Residential Multi-family - 13			DEER - Residential Multi-family - 13			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			13			N/A			N/A			N/A			N/A			N/A			153.21700			0.01705			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 14			PM-76564			REA			Residential Multi-family			14			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			155.13482			0.01726			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 14			DEER - Residential Multi-family			DEER - Residential Multi-family - 14			DEER - Residential Multi-family - 14			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			14			N/A			N/A			N/A			N/A			N/A			155.13482			0.01726			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 15			PM-76564			REA			Residential Multi-family			15			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			139.89882			0.01557			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 15			DEER - Residential Multi-family			DEER - Residential Multi-family - 15			DEER - Residential Multi-family - 15			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			15			N/A			N/A			N/A			N/A			N/A			139.89882			0.01557			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564 - REA - MFM - 16			PM-76564			REA			Residential Multi-family			16			HeatPump_WtrHt-RC			Residential			15.0			per dwelling unit			No			DEER			N/A			DEER			N/A			N/A			DEER			N/A			N/A			N/A			N/A			N/A			167.28100			0.01860			0.00000			15.0			N/A			N/A			N/A			0			0			0			0			0.00			Water Heating			Other			Water Heating			Residential			Residential Multi-family - 16			DEER - Residential Multi-family			DEER - Residential Multi-family - 16			DEER - Residential Multi-family - 16			Residential Multi-family - HeatPump_WtrHt-RC			MFM			REA			Residential Multi-family			16			N/A			N/A			N/A			N/A			N/A			167.28100			0.01860			0.00000			0			0			0			N/A			N/A			N/A			N/A			N/A			0.00			0.00000			0.00			0			0			0			N/A			N/A			N/A			N/A			N/A			0			0			0			0			0			0




















































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































Cost - NTG Matrix


			Rev Status						Measure Name						Cost Permutaions									Code						DIM			NTG									IR			1st Baseline Period																		2nd Baseline Period						IMC


			This section indicates the activity of the measures since the previous revision of the workpaper.						This Section contains measure names and measure identifiers at the core measure level and the matrix measure level.						This section indicates the costing permutations used to derive unique records. Note since this sheet also contains NTG, there may be some duplication of the unique records.															The delievery and incentive method describes how the measure is delivered to the customer.  Cost is not needed for direct install measures.			Net-to-Gross ratio is dependent on several variables, End Use, Technology, Measure Case Qualifier, Market Sector, Target Market, and DIM.  Select a NTG for each applicable sector below.												For Ret measures in the RUL period as defined by ED the measure cost is the full cost of equipment, including installation, for the measure.  For ROB, New, and Rea measures this section is not necessary.																		For ROB and New measurse the measure cost is defined as the incremental cost to install the energy efficient measure.  For Ret measures in the EUL-RUL period as defined by ED the measure cost is entered as the negative of the full cost of equipment, including installation, for the second baseline equipment measure.  Rea uses full measure cost.						Incremental Measure Cost is used strictly for program management edification and incentive development.


																																													Decimal Accuracy															N/A			Decimal Accuracy			N/A			Decimal Acc.			N/A


			Activity Since Previous Revision			Summary			MMDB Measure Name			Solution Code			Program Type (NEW, ROB, RET)			CZ			Incentive Method			Applicable Code (RET Only)			Unit Definition			Delivery & Incetive Method			NTG Non-Res.			NTG Res.			NTG Multi Family			Installation Rate			Base Case Cost    ($/unit)			Base Case Labor Cost ($/unit)


Brian V. O'Keefe: Brian V. O'Keefe:
It is typical for the base case labor cost to be the same as the measure case labor cost therefore this field has been defaulted to the measure case cost.  If the particular measure in this work paper has a different value for the base case cost, simply enter the value in this column as appropriate.			Measure Equipment Cost   ($/unit)			Measure labor Cost   ($/unit)			Gross Measure Cost per unit			Gross Measure Cost DEER CZ Adj.			Gross Measure Cost per unit			Gross Measure Cost DEER CZ Adj.			Incremental Measure Cost per unit			Incremental Measure Cost DEER CZ Adj.			DEER Material Multiplier			DEER Labor Multiplier


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			01			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.46			$0.00			$0.00			$39.78			$40.46			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			02			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.89			$0.00			$0.00			$39.78			$40.89			1.00			1.42


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			03			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.94			$0.00			$0.00			$39.78			$40.94			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			04			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.92			$0.00			$0.00			$39.78			$40.92			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			05			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.26			$0.00			$0.00			$39.78			$40.26			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			06			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.27			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			07			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$39.97			$0.00			$0.00			$39.78			$39.97			1.00			1.07


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			08			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.27			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			09			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.28			$0.00			$0.00			$39.78			$40.28			1.00			1.19


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			10			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.27			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			11			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.47			$0.00			$0.00			$39.78			$40.47			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			12			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.47			$0.00			$0.00			$39.78			$40.47			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			13			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.46			$0.00			$0.00			$39.78			$40.46			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			14			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.21			$0.00			$0.00			$39.78			$40.21			1.00			1.16


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			15			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.27			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			16			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.35			$0.00			$0.00			$39.78			$40.35			1.00			1.21


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			01			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.46			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			02			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.89			1.00			1.42


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			03			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.94			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			04			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.92			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			05			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.26			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			06			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			07			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$39.97			1.00			1.07


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			08			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			09			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.28			1.00			1.19


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			10			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			11			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.47			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			12			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.47			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			13			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.46			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			14			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.21			1.00			1.16


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			15			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			16			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.35			1.00			1.21


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			01			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.46			$0.00			$0.00			$39.78			$40.46			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			02			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.89			$0.00			$0.00			$39.78			$40.89			1.00			1.42


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			03			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.94			$0.00			$0.00			$39.78			$40.94			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			04			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.92			$0.00			$0.00			$39.78			$40.92			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			05			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.26			$0.00			$0.00			$39.78			$40.26			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			06			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.27			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			07			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$39.97			$0.00			$0.00			$39.78			$39.97			1.00			1.07


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			08			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.27			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			09			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.28			$0.00			$0.00			$39.78			$40.28			1.00			1.19


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			10			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.27			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			11			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.47			$0.00			$0.00			$39.78			$40.47			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			12			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.47			$0.00			$0.00			$39.78			$40.47			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			13			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.46			$0.00			$0.00			$39.78			$40.46			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			14			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.21			$0.00			$0.00			$39.78			$40.21			1.00			1.16


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			15			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.27			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			16			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.35			$0.00			$0.00			$39.78			$40.35			1.00			1.21


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			01			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.46			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			02			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.89			1.00			1.42


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			03			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.94			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			04			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.92			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			05			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.26			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			06			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			07			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$39.97			1.00			1.07


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			08			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			09			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.28			1.00			1.19


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			10			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			11			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.47			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			12			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.47			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			13			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.46			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			14			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.21			1.00			1.16


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			15			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			16			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.35			1.00			1.21


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			01			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.46			$0.00			$0.00			$39.78			$40.46			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			02			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.89			$0.00			$0.00			$39.78			$40.89			1.00			1.42


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			03			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.94			$0.00			$0.00			$39.78			$40.94			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			04			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.92			$0.00			$0.00			$39.78			$40.92			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			05			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.26			$0.00			$0.00			$39.78			$40.26			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			06			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.27			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			07			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$39.97			$0.00			$0.00			$39.78			$39.97			1.00			1.07


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			08			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.27			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			09			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.28			$0.00			$0.00			$39.78			$40.28			1.00			1.19


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			10			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.27			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			11			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.47			$0.00			$0.00			$39.78			$40.47			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			12			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.47			$0.00			$0.00			$39.78			$40.47			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			13			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.46			$0.00			$0.00			$39.78			$40.46			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			14			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.21			$0.00			$0.00			$39.78			$40.21			1.00			1.16


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			15			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.27			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			16			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.11			$2.68			$37.10			$2.68			$39.78			$40.35			$0.00			$0.00			$39.78			$40.35			1.00			1.21


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			01			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.46			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			02			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.89			1.00			1.42


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			03			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.94			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			04			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.92			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			05			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.26			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			06			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			07			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$39.97			1.00			1.07


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			08			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			09			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.28			1.00			1.19


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			10			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			11			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.47			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			12			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.47			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			13			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.46			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			14			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.21			1.00			1.16


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			15			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.27			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			16			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.11			$2.68			$37.10			$2.68			From Program			From Program			$0.00			$0.00			$39.78			$40.35			1.00			1.21


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			01			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.23			$0.00			$0.00			$19.89			$20.23			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			02			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.45			$0.00			$0.00			$19.89			$20.45			1.00			1.42


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			03			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.47			$0.00			$0.00			$19.89			$20.47			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			04			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.46			$0.00			$0.00			$19.89			$20.46			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			05			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.13			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			06			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.13			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			07			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$19.99			$0.00			$0.00			$19.89			$19.99			1.00			1.07


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			08			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.14			$0.00			$0.00			$19.89			$20.14			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			09			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.14			$0.00			$0.00			$19.89			$20.14			1.00			1.19


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			10			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.13			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			11			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.24			$0.00			$0.00			$19.89			$20.24			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			12			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.24			$0.00			$0.00			$19.89			$20.24			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			13			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.23			$0.00			$0.00			$19.89			$20.23			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			14			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.11			$0.00			$0.00			$19.89			$20.11			1.00			1.16


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			15			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.13			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			16			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.18			$0.00			$0.00			$19.89			$20.18			1.00			1.21


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			01			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.23			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			02			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.45			1.00			1.42


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			03			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.47			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			04			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.46			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			05			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			06			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			07			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$19.99			1.00			1.07


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			08			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.14			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			09			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.14			1.00			1.19


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			10			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			11			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.24			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			12			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.24			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			13			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.23			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			14			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.11			1.00			1.16


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			15			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			16			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.18			1.00			1.21


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			01			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.23			$0.00			$0.00			$19.89			$20.23			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			02			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.45			$0.00			$0.00			$19.89			$20.45			1.00			1.42


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			03			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.47			$0.00			$0.00			$19.89			$20.47			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			04			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.46			$0.00			$0.00			$19.89			$20.46			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			05			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.13			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			06			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.13			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			07			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$19.99			$0.00			$0.00			$19.89			$19.99			1.00			1.07


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			08			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.14			$0.00			$0.00			$19.89			$20.14			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			09			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.14			$0.00			$0.00			$19.89			$20.14			1.00			1.19


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			10			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.13			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			11			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.24			$0.00			$0.00			$19.89			$20.24			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			12			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.24			$0.00			$0.00			$19.89			$20.24			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			13			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.23			$0.00			$0.00			$19.89			$20.23			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			14			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.11			$0.00			$0.00			$19.89			$20.11			1.00			1.16


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			15			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.13			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			16			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.18			$0.00			$0.00			$19.89			$20.18			1.00			1.21


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			01			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.23			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			02			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.45			1.00			1.42


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			03			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.47			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			04			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.46			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			05			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			06			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			07			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$19.99			1.00			1.07


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			08			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.14			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			09			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.14			1.00			1.19


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			10			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			11			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.24			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			12			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.24			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			13			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.23			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			14			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.11			1.00			1.16


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			15			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			16			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.18			1.00			1.21


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			01			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.23			$0.00			$0.00			$19.89			$20.23			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			02			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.45			$0.00			$0.00			$19.89			$20.45			1.00			1.42


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			03			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.47			$0.00			$0.00			$19.89			$20.47			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			04			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.46			$0.00			$0.00			$19.89			$20.46			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			05			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.13			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			06			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.13			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			07			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$19.99			$0.00			$0.00			$19.89			$19.99			1.00			1.07


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			08			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.14			$0.00			$0.00			$19.89			$20.14			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			09			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.14			$0.00			$0.00			$19.89			$20.14			1.00			1.19


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			10			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.13			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			11			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.24			$0.00			$0.00			$19.89			$20.24			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			12			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.24			$0.00			$0.00			$19.89			$20.24			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			13			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.23			$0.00			$0.00			$19.89			$20.23			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			14			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.11			$0.00			$0.00			$19.89			$20.11			1.00			1.16


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			15			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.13			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			16			Down-Stream Incentive - Deemed			No			per dwelling unit			Financial Support / Down-Stream Incentive - Deemed			N/A			N/A			0.70			1.00			$10.65			$1.34			$18.55			$1.34			$19.89			$20.18			$0.00			$0.00			$19.89			$20.18			1.00			1.21


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			01			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.23			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			02			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.45			1.00			1.42


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			03			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.47			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			04			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.46			1.00			1.43


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			05			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			06			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			07			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$19.99			1.00			1.07


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			08			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.14			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			09			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.14			1.00			1.19


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			10			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			11			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.24			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			12			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.24			1.00			1.26


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			13			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.23			1.00			1.25


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			14			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.11			1.00			1.16


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			15			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.13			1.00			1.18


			Measure Modified			N/A			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			16			Direct Install			No			per dwelling unit			Financial Support / Direct Install			N/A			N/A			0.85			1.00			$10.65			$1.34			$18.55			$1.34			From Program			From Program			$0.00			$0.00			$19.89			$20.18			1.00			1.21








Lookup Info


			Load Shape Selection List						Program/Install Type									Building Type									Climate Zone						Building Type			Abbreviatoin						Interactive Effects						Operating Hours						Coincident Diversity						IE Tech						Delivery & Incentive Method			Incentive Method						YesNo						Measure Status						Measure Summary


			<65K_AC_Pckg-NC						NEW						1			Agricultural			Non-residential						06						Agricultural			Agr						DEER						DEER						DEER						CFL						Appliance Turn-in and Recycling / Down-Stream Incentive - Deemed			Down-Stream Incentive - Deemed						Yes						New Measure						N/A


			<65K_AC_Split-NC						ROB						2			Assembly			Non-residential						08						Assembly			Asm						Exterior/None						Night Operation						Res - Interior - Common						Non-CFL						Audit/Information -Testing Services / Other			Testing Services / Other						No						No Change						New Permutations


			<65K_EvapCool-NC						RET						3			Education - Primary School			Non-residential						09						Health/Medical - Clinic			Cli						Res - Interior - Common						12 Hour Op.						Night Operation						Exit						Commissioning / Down-Stream Incentive - Calculated			Down-Stream Incentive - Calculated												Measure Modified						Revise Assumptions


			>135K_Air_AC-NC						REA						4			Education - Secondary School			Non-residential						10						Education - Community College			ECC												14 Hour Op.																		Commissioning / Down-Stream Incentive - Deemed			Down-Stream Incentive - Deemed


			>135K_Wtr_AC-NC												5			Education - Relocatable Classroom			Non-residential						13						Education - Primary School			Epr												16 Hour Op.																		Financial Support / Direct Install			Direct Install


			65K-135_Wtr_AC-NC												6			Education - Community College			Non-residential						14						Education - Relocatable Classroom			ERC												18 Hour Op.																		Financial Support / Down-Stream Incentive - Calculated			Down-Stream Incentive - Calculated


			65K-135K_Air_AC-NC												7			Education - University			Non-residential						15						Education - Secondary School			Ese												20 Hour Op.																		Financial Support / Down-Stream Incentive - Deemed			Down-Stream Incentive - Deemed


			AC_Cooling-RC												8			Grocery			Non-residential						16						Education - University			Eun												22 Hour Op.																		Financial Support / Exchange - Replacement			Exchange - Replacement


			AC-NC												9			Food Store			Non-residential												Food Store			FSt												24 Hour Op.																		Financial Support / Giveaway			Giveaway


			Ag & Water Pumping												10			Health/Medical - Hospital			Non-residential												Grocery			Gro												Res - Interior - Dwelling																		Financial Support / On-bill Finance - loan			On-bill Finance - loan


			CFL-RC												11			Health/Medical - Nursing Home			Non-residential												Lodging - Guest Rooms			GsR												Res - Interior - Common																		Innovative Design / Direct Install			Direct Install


			Commercial Whole Building												12			Health/Medical - Clinic			Non-residential												Health/Medical - Hospital			Hsp												Res - Exterior - Dwelling																		Innovative Design / Down-Stream Incentive - Deemed			Down-Stream Incentive - Deemed


			DayLt & Controls												13			Lodging - Hotel			Non-residential												Lodging - Hotel			Htl												Res - Exterior - Common																		Innovative Design / Mid-Stream Incentive			Mid-Stream Incentive


			DayLt_Cntrl-NC												14			Lodging - Guest Rooms			Non-residential												Industrial			Ind																														Innovative Design / On-bill Finance - loan			On-bill Finance - loan


			DEER:HVAC_Chillers												15			Lodging - Motel			Non-residential												Manufacturing - Bio/Tech			MBT																														Innovative Design / Up-Stream Incentive			Up-Stream Incentive


			DEER:HVAC_Duct_Sealing												16			Manufacturing - Bio/Tech			Non-residential												Misc - Commercial			MiC																														Midstream Programs / Mid-Stream Incentive			Mid-Stream Incentive


			DEER:HVAC_Eff_AC												17			Manufacturing - Light Industrial			Non-residential												Manufacturing - Light Industrial			MLI																														Partnership / Direct Install			Direct Install


			DEER:HVAC_Eff_HP												18			Industrial			Non-residential												Lodging - Motel			Mtl																														Partnership / Down-Stream Incentive - Calculated			Down-Stream Incentive - Calculated


			DEER:HVAC_Refrig_Charge												19			Misc - Commercial			Non-residential												Health/Medical - Nursing Home			Nrs																														Partnership / Down-Stream Incentive - Deemed			Down-Stream Incentive - Deemed


			DEER:HVAC_Split-Package_AC												20			Office - Large			Non-residential												Office - Large			OfL																														Partnership / Exchange - Replacement			Exchange - Replacement


			DEER:HVAC_Split-Package_HP												21			Office - Small			Non-residential												Office - Small			OfS																														Partnership / Giveaway			Giveaway


			DEER:Indoor_CFL_Ltg												22			Restaurant - Fast-Food			Non-residential												Restaurant - Fast-Food			RFF																														Partnership / On-bill Finance - Loan			On-bill Finance - loan


			DEER:Indoor_Non-CFL_Ltg												23			Restaurant - Sit-Down			Non-residential												Restaurant - Sit-Down			RSD																														Upstream Programs / Up-Stream Buy Down			Up-Stream Buy Down


			DEER:Refg_Chrg_Duct_Seal												24			Retail - Multistory Large			Non-residential												Retail - Multistory Large			Rt3																														Upstream Programs / Up-Stream Incentive			Up-Stream Incentive


			DEER:RefgFrzr_HighEff												25			Retail - Single-Story Large			Non-residential												Retail - Single-Story Large			RtL


			DEER:RefgFrzr_Recyc-Conditioned												26			Retail - Small			Non-residential												Retail - Small			RtS


			DEER:RefgFrzr_Recycling												27			Storage - Conditioned			Non-residential												Storage - Conditioned			SCn


			DEER:RefgFrzr_Recyc-UnConditioned												28			Storage - Unconditioned			Non-residential												Storage - Unconditioned			Sun


			DHW HtPmp												29			Transportation - Communication - Utilities			Non-residential												Transportation - Communication - Utilities			TCU


			Economy_cycle-Ret												30			Warehouse - Refrigerated			Non-residential												Warehouse - Refrigerated			WRf


			Evap_Cooling-Ret												31			Residential Single Family			Residential												Residential Mobile Home - Double-Wide			DMO


			Frig Barrier												32			Residential Multi-family			Residential												Residential Multi-family			MFM


			Heat_Pump-NC												33			Residential Mobile Home - Double-Wide			Residential												Residential Single Family			SFM


			HeatPump_Heating_Only-RC


			HeatPump_ThroughWall-RC


			HeatPump_WtrHt-RC


			Hi_Eff_AC_Mtr-NC


			Hi_Perf_Glass-NC


			HorizAxisClothesWasher-RC


			IndoorLt


			Industrial


			Lighting-NC


			Lo_Gain_Wndw-NC


			Lower_Cond_temp-Ret


			New_AC-Ret


			New_HtPmp-Ret


			Occupancy Sensor


			Outdoor Lt


			Package_AC-NC


			Perimter Lt Control


			Pool HtPmp


			Reduce_Cooling_Load-Ret


			Refrigeration


			Refrig-RC


			Replace_Chiller-Ret


			Residential Pool Pumps


			Roof_insul-Ret


			Var_Spd_AC_Mtr-NC


			Wall_insul-Ret


			Window_Tint-Ret


			Wtr_Cool_Chiller-NC








E3 Alt. BT


						Lookup Column			Load Shape			Abbr			Building Types			E3 Target Sectors			Source			Load Shape Sector


			January-00			Agricultural - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			Agr			Agricultural			Small_Office			Approximation			Non Res


			January-00			Assembly - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			Asm			Assembly			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Clinic - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			Cli			Health/Medical - Clinic			Small_Office			Approximation			Non Res


			January-00			Education - Community College - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			ECC			Education - Community College			Small_Office			Approximation			Non Res


			January-00			Education - Primary School - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			Epr			Education - Primary School			Small_Office			Approximation			Non Res


			January-00			Education - Relocatable Classroom - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			ERC			Education - Relocatable Classroom			Small_Office			Approximation			Non Res


			January-00			Education - Secondary School - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			Ese			Education - Secondary School			Small_Office			Approximation			Non Res


			January-00			Education - University - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			Eun			Education - University			Small_Office			Approximation			Non Res


			January-00			Food Store - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			FSt			Food Store			Small_Office			Approximation			Non Res


			January-00			Grocery - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			Gro			Grocery			Small_Office			Approximation			Non Res


			January-00			Lodging - Guest Rooms - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			GsR			Lodging - Guest Rooms			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Hospital - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			Hsp			Health/Medical - Hospital			Small_Office			Approximation			Non Res


			January-00			Lodging - Hotel - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			Htl			Lodging - Hotel			Small_Office			Approximation			Non Res


			January-00			Industrial - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			Ind			Industrial			Small_Office			Approximation			Non Res


			January-00			Manufacturing - Bio/Tech - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			MBT			Manufacturing - Bio/Tech			Small_Office			Approximation			Non Res


			January-00			Misc - Commercial - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			MiC			Misc - Commercial			Small_Office			Approximation			Non Res


			January-00			Manufacturing - Light Industrial - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			MLI			Manufacturing - Light Industrial			Small_Office			Approximation			Non Res


			January-00			Lodging - Motel - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			Mtl			Lodging - Motel			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Nursing Home - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			Nrs			Health/Medical - Nursing Home			Small_Office			Approximation			Non Res


			January-00			Office - Large - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			OfL			Office - Large			Small_Office			Approximation			Non Res


			January-00			Office - Small - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			OfS			Office - Small			Small_Office			Direct Match			Non Res


			January-00			Restaurant - Fast-Food - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			RFF			Restaurant - Fast-Food			Fast_Food_Restaurant			Direct Match			Non Res


			January-00			Restaurant - Sit-Down - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			RSD			Restaurant - Sit-Down			Sit_Down_Restaurant			Direct Match			Non Res


			January-00			Retail - Multistory Large - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			Rt3			Retail - Multistory Large			Small_Retail_Store			Approximation			Non Res


			January-00			Retail - Single-Story Large - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			RtL			Retail - Single-Story Large			Small_Retail_Store			Approximation			Non Res


			January-00			Retail - Small - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			January-00			Storage - Conditioned - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			SCn			Storage - Conditioned			Storage_Building			Direct Match			Non Res


			January-00			Storage - Unconditioned - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			Sun			Storage - Unconditioned			Storage_Building			Direct Match			Non Res


			January-00			Transportation - Communication - Utilities - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			TCU			Transportation - Communication - Utilities			Small_Office			Approximation			Non Res


			January-00			Warehouse - Refrigerated - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			WRf			Warehouse - Refrigerated			Storage_Building			Approximation			Non Res


			January-00			Residential Mobile Home - Double-Wide - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			DMO			Residential Mobile Home - Double-Wide			Small_Office			Approximation			Non Res


			January-00			Residential Multi-family - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			MFM			Residential Multi-family			Small_Office			Approximation			Non Res


			January-00			Residential Single Family - <65K_AC_Pckg-NC			<65K_AC_Pckg-NC			SFM			Residential Single Family			Small_Office			Approximation			Non Res


			January-00			Agricultural - <65K_AC_Split-NC			<65K_AC_Split-NC			Agr			Agricultural			Small_Office			Approximation			Non Res


			January-00			Assembly - <65K_AC_Split-NC			<65K_AC_Split-NC			Asm			Assembly			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Clinic - <65K_AC_Split-NC			<65K_AC_Split-NC			Cli			Health/Medical - Clinic			Small_Office			Approximation			Non Res


			January-00			Education - Community College - <65K_AC_Split-NC			<65K_AC_Split-NC			ECC			Education - Community College			Small_Office			Approximation			Non Res


			January-00			Education - Primary School - <65K_AC_Split-NC			<65K_AC_Split-NC			Epr			Education - Primary School			Small_Office			Approximation			Non Res


			January-00			Education - Relocatable Classroom - <65K_AC_Split-NC			<65K_AC_Split-NC			ERC			Education - Relocatable Classroom			Small_Office			Approximation			Non Res


			January-00			Education - Secondary School - <65K_AC_Split-NC			<65K_AC_Split-NC			Ese			Education - Secondary School			Small_Office			Approximation			Non Res


			January-00			Education - University - <65K_AC_Split-NC			<65K_AC_Split-NC			Eun			Education - University			Small_Office			Approximation			Non Res


			January-00			Food Store - <65K_AC_Split-NC			<65K_AC_Split-NC			FSt			Food Store			Small_Office			Approximation			Non Res


			January-00			Grocery - <65K_AC_Split-NC			<65K_AC_Split-NC			Gro			Grocery			Small_Office			Approximation			Non Res


			January-00			Lodging - Guest Rooms - <65K_AC_Split-NC			<65K_AC_Split-NC			GsR			Lodging - Guest Rooms			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Hospital - <65K_AC_Split-NC			<65K_AC_Split-NC			Hsp			Health/Medical - Hospital			Small_Office			Approximation			Non Res


			January-00			Lodging - Hotel - <65K_AC_Split-NC			<65K_AC_Split-NC			Htl			Lodging - Hotel			Small_Office			Approximation			Non Res


			January-00			Industrial - <65K_AC_Split-NC			<65K_AC_Split-NC			Ind			Industrial			Small_Office			Approximation			Non Res


			January-00			Manufacturing - Bio/Tech - <65K_AC_Split-NC			<65K_AC_Split-NC			MBT			Manufacturing - Bio/Tech			Small_Office			Approximation			Non Res


			January-00			Misc - Commercial - <65K_AC_Split-NC			<65K_AC_Split-NC			MiC			Misc - Commercial			Small_Office			Approximation			Non Res


			January-00			Manufacturing - Light Industrial - <65K_AC_Split-NC			<65K_AC_Split-NC			MLI			Manufacturing - Light Industrial			Small_Office			Approximation			Non Res


			January-00			Lodging - Motel - <65K_AC_Split-NC			<65K_AC_Split-NC			Mtl			Lodging - Motel			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Nursing Home - <65K_AC_Split-NC			<65K_AC_Split-NC			Nrs			Health/Medical - Nursing Home			Small_Office			Approximation			Non Res


			January-00			Office - Large - <65K_AC_Split-NC			<65K_AC_Split-NC			OfL			Office - Large			Small_Office			Approximation			Non Res


			January-00			Office - Small - <65K_AC_Split-NC			<65K_AC_Split-NC			OfS			Office - Small			Small_Office			Direct Match			Non Res


			January-00			Restaurant - Fast-Food - <65K_AC_Split-NC			<65K_AC_Split-NC			RFF			Restaurant - Fast-Food			Fast_Food_Restaurant			Direct Match			Non Res


			January-00			Restaurant - Sit-Down - <65K_AC_Split-NC			<65K_AC_Split-NC			RSD			Restaurant - Sit-Down			Sit_Down_Restaurant			Direct Match			Non Res


			January-00			Retail - Multistory Large - <65K_AC_Split-NC			<65K_AC_Split-NC			Rt3			Retail - Multistory Large			Small_Retail_Store			Approximation			Non Res


			January-00			Retail - Single-Story Large - <65K_AC_Split-NC			<65K_AC_Split-NC			RtL			Retail - Single-Story Large			Small_Retail_Store			Approximation			Non Res


			January-00			Retail - Small - <65K_AC_Split-NC			<65K_AC_Split-NC			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			January-00			Storage - Conditioned - <65K_AC_Split-NC			<65K_AC_Split-NC			SCn			Storage - Conditioned			Storage_Building			Direct Match			Non Res


			January-00			Storage - Unconditioned - <65K_AC_Split-NC			<65K_AC_Split-NC			Sun			Storage - Unconditioned			Storage_Building			Direct Match			Non Res


			January-00			Transportation - Communication - Utilities - <65K_AC_Split-NC			<65K_AC_Split-NC			TCU			Transportation - Communication - Utilities			Small_Office			Approximation			Non Res


			January-00			Warehouse - Refrigerated - <65K_AC_Split-NC			<65K_AC_Split-NC			WRf			Warehouse - Refrigerated			Storage_Building			Approximation			Non Res


			January-00			Residential Mobile Home - Double-Wide - <65K_AC_Split-NC			<65K_AC_Split-NC			DMO			Residential Mobile Home - Double-Wide			Small_Office			Approximation			Non Res


			January-00			Residential Multi-family - <65K_AC_Split-NC			<65K_AC_Split-NC			MFM			Residential Multi-family			Small_Office			Approximation			Non Res


			January-00			Residential Single Family - <65K_AC_Split-NC			<65K_AC_Split-NC			SFM			Residential Single Family			Small_Office			Approximation			Non Res


			January-00			Agricultural - <65K_EvapCool-NC			<65K_EvapCool-NC			Agr			Agricultural			Small_Office			Approximation			Non Res


			January-00			Assembly - <65K_EvapCool-NC			<65K_EvapCool-NC			Asm			Assembly			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Clinic - <65K_EvapCool-NC			<65K_EvapCool-NC			Cli			Health/Medical - Clinic			Small_Office			Approximation			Non Res


			January-00			Education - Community College - <65K_EvapCool-NC			<65K_EvapCool-NC			ECC			Education - Community College			Small_Office			Approximation			Non Res


			January-00			Education - Primary School - <65K_EvapCool-NC			<65K_EvapCool-NC			Epr			Education - Primary School			Small_Office			Approximation			Non Res


			January-00			Education - Relocatable Classroom - <65K_EvapCool-NC			<65K_EvapCool-NC			ERC			Education - Relocatable Classroom			Small_Office			Approximation			Non Res


			January-00			Education - Secondary School - <65K_EvapCool-NC			<65K_EvapCool-NC			Ese			Education - Secondary School			Small_Office			Approximation			Non Res


			January-00			Education - University - <65K_EvapCool-NC			<65K_EvapCool-NC			Eun			Education - University			Small_Office			Approximation			Non Res


			January-00			Food Store - <65K_EvapCool-NC			<65K_EvapCool-NC			FSt			Food Store			Small_Office			Approximation			Non Res


			January-00			Grocery - <65K_EvapCool-NC			<65K_EvapCool-NC			Gro			Grocery			Small_Office			Approximation			Non Res


			January-00			Lodging - Guest Rooms - <65K_EvapCool-NC			<65K_EvapCool-NC			GsR			Lodging - Guest Rooms			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Hospital - <65K_EvapCool-NC			<65K_EvapCool-NC			Hsp			Health/Medical - Hospital			Small_Office			Approximation			Non Res


			January-00			Lodging - Hotel - <65K_EvapCool-NC			<65K_EvapCool-NC			Htl			Lodging - Hotel			Small_Office			Approximation			Non Res


			January-00			Industrial - <65K_EvapCool-NC			<65K_EvapCool-NC			Ind			Industrial			Small_Office			Approximation			Non Res


			January-00			Manufacturing - Bio/Tech - <65K_EvapCool-NC			<65K_EvapCool-NC			MBT			Manufacturing - Bio/Tech			Small_Office			Approximation			Non Res


			January-00			Misc - Commercial - <65K_EvapCool-NC			<65K_EvapCool-NC			MiC			Misc - Commercial			Small_Office			Approximation			Non Res


			January-00			Manufacturing - Light Industrial - <65K_EvapCool-NC			<65K_EvapCool-NC			MLI			Manufacturing - Light Industrial			Small_Office			Approximation			Non Res


			January-00			Lodging - Motel - <65K_EvapCool-NC			<65K_EvapCool-NC			Mtl			Lodging - Motel			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Nursing Home - <65K_EvapCool-NC			<65K_EvapCool-NC			Nrs			Health/Medical - Nursing Home			Small_Office			Approximation			Non Res


			January-00			Office - Large - <65K_EvapCool-NC			<65K_EvapCool-NC			OfL			Office - Large			Small_Office			Approximation			Non Res


			January-00			Office - Small - <65K_EvapCool-NC			<65K_EvapCool-NC			OfS			Office - Small			Small_Office			Direct Match			Non Res


			January-00			Restaurant - Fast-Food - <65K_EvapCool-NC			<65K_EvapCool-NC			RFF			Restaurant - Fast-Food			Fast_Food_Restaurant			Direct Match			Non Res


			January-00			Restaurant - Sit-Down - <65K_EvapCool-NC			<65K_EvapCool-NC			RSD			Restaurant - Sit-Down			Sit_Down_Restaurant			Direct Match			Non Res


			January-00			Retail - Multistory Large - <65K_EvapCool-NC			<65K_EvapCool-NC			Rt3			Retail - Multistory Large			Small_Retail_Store			Approximation			Non Res


			January-00			Retail - Single-Story Large - <65K_EvapCool-NC			<65K_EvapCool-NC			RtL			Retail - Single-Story Large			Small_Retail_Store			Approximation			Non Res


			January-00			Retail - Small - <65K_EvapCool-NC			<65K_EvapCool-NC			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			January-00			Storage - Conditioned - <65K_EvapCool-NC			<65K_EvapCool-NC			SCn			Storage - Conditioned			Storage_Building			Direct Match			Non Res


			January-00			Storage - Unconditioned - <65K_EvapCool-NC			<65K_EvapCool-NC			Sun			Storage - Unconditioned			Storage_Building			Direct Match			Non Res


			January-00			Transportation - Communication - Utilities - <65K_EvapCool-NC			<65K_EvapCool-NC			TCU			Transportation - Communication - Utilities			Small_Office			Approximation			Non Res


			January-00			Warehouse - Refrigerated - <65K_EvapCool-NC			<65K_EvapCool-NC			WRf			Warehouse - Refrigerated			Small_Office			Approximation			Non Res


			January-00			Residential Mobile Home - Double-Wide - <65K_EvapCool-NC			<65K_EvapCool-NC			DMO			Residential Mobile Home - Double-Wide			Small_Office			Approximation			Non Res


			January-00			Residential Multi-family - <65K_EvapCool-NC			<65K_EvapCool-NC			MFM			Residential Multi-family			Small_Office			Approximation			Non Res


			January-00			Residential Single Family - <65K_EvapCool-NC			<65K_EvapCool-NC			SFM			Residential Single Family			Small_Office			Approximation			Non Res


			January-00			Agricultural - >135K_Air_AC-NC			>135K_Air_AC-NC			Agr			Agricultural			Large_Office			Approximation			Non Res


			January-00			Assembly - >135K_Air_AC-NC			>135K_Air_AC-NC			Asm			Assembly			Assembly			Direct Match			Non Res


			January-00			Health/Medical - Clinic - >135K_Air_AC-NC			>135K_Air_AC-NC			Cli			Health/Medical - Clinic			Small_Office			Approximation			Non Res


			January-00			Education - Community College - >135K_Air_AC-NC			>135K_Air_AC-NC			ECC			Education - Community College			College_University			Direct Match			Non Res


			January-00			Education - Primary School - >135K_Air_AC-NC			>135K_Air_AC-NC			Epr			Education - Primary School			School			Direct Match			Non Res


			January-00			Education - Relocatable Classroom - >135K_Air_AC-NC			>135K_Air_AC-NC			ERC			Education - Relocatable Classroom			School			Direct Match			Non Res


			January-00			Education - Secondary School - >135K_Air_AC-NC			>135K_Air_AC-NC			Ese			Education - Secondary School			School			Direct Match			Non Res


			January-00			Education - University - >135K_Air_AC-NC			>135K_Air_AC-NC			Eun			Education - University			College_University			Direct Match			Non Res


			January-00			Food Store - >135K_Air_AC-NC			>135K_Air_AC-NC			FSt			Food Store			Grocery_Store			Approximation			Non Res


			January-00			Grocery - >135K_Air_AC-NC			>135K_Air_AC-NC			Gro			Grocery			Grocery_Store			Direct Match			Non Res


			January-00			Lodging - Guest Rooms - >135K_Air_AC-NC			>135K_Air_AC-NC			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			January-00			Health/Medical - Hospital - >135K_Air_AC-NC			>135K_Air_AC-NC			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			January-00			Lodging - Hotel - >135K_Air_AC-NC			>135K_Air_AC-NC			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			January-00			Industrial - >135K_Air_AC-NC			>135K_Air_AC-NC			Ind			Industrial			Large_Office			Approximation			Non Res


			January-00			Manufacturing - Bio/Tech - >135K_Air_AC-NC			>135K_Air_AC-NC			MBT			Manufacturing - Bio/Tech			Large_Office			Approximation			Non Res


			January-00			Misc - Commercial - >135K_Air_AC-NC			>135K_Air_AC-NC			MiC			Misc - Commercial			Small_Office			Approximation			Non Res


			January-00			Manufacturing - Light Industrial - >135K_Air_AC-NC			>135K_Air_AC-NC			MLI			Manufacturing - Light Industrial			Large_Office			Approximation			Non Res


			January-00			Lodging - Motel - >135K_Air_AC-NC			>135K_Air_AC-NC			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			January-00			Health/Medical - Nursing Home - >135K_Air_AC-NC			>135K_Air_AC-NC			Nrs			Health/Medical - Nursing Home			Small_Office			Approximation			Non Res


			January-00			Office - Large - >135K_Air_AC-NC			>135K_Air_AC-NC			OfL			Office - Large			Large_Office			Direct Match			Non Res


			January-00			Office - Small - >135K_Air_AC-NC			>135K_Air_AC-NC			OfS			Office - Small			Small_Office			Direct Match			Non Res


			January-00			Restaurant - Fast-Food - >135K_Air_AC-NC			>135K_Air_AC-NC			RFF			Restaurant - Fast-Food			Sit_Down_Restaurant			Approximation			Non Res


			January-00			Restaurant - Sit-Down - >135K_Air_AC-NC			>135K_Air_AC-NC			RSD			Restaurant - Sit-Down			Sit_Down_Restaurant			Direct Match			Non Res


			January-00			Retail - Multistory Large - >135K_Air_AC-NC			>135K_Air_AC-NC			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			January-00			Retail - Single-Story Large - >135K_Air_AC-NC			>135K_Air_AC-NC			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			January-00			Retail - Small - >135K_Air_AC-NC			>135K_Air_AC-NC			RtS			Retail - Small			Small_Office			Approximation			Non Res


			January-00			Storage - Conditioned - >135K_Air_AC-NC			>135K_Air_AC-NC			SCn			Storage - Conditioned			Storage_Building			Direct Match			Non Res


			January-00			Storage - Unconditioned - >135K_Air_AC-NC			>135K_Air_AC-NC			Sun			Storage - Unconditioned			Storage_Building			Direct Match			Non Res


			January-00			Transportation - Communication - Utilities - >135K_Air_AC-NC			>135K_Air_AC-NC			TCU			Transportation - Communication - Utilities			Large_Office			Approximation			Non Res


			January-00			Warehouse - Refrigerated - >135K_Air_AC-NC			>135K_Air_AC-NC			WRf			Warehouse - Refrigerated			Storage_Building			Approximation			Non Res


			January-00			Residential Mobile Home - Double-Wide - >135K_Air_AC-NC			>135K_Air_AC-NC			DMO			Residential Mobile Home - Double-Wide			Small_Office			Approximation			Non Res


			January-00			Residential Multi-family - >135K_Air_AC-NC			>135K_Air_AC-NC			MFM			Residential Multi-family			Small_Office			Approximation			Non Res


			January-00			Residential Single Family - >135K_Air_AC-NC			>135K_Air_AC-NC			SFM			Residential Single Family			Small_Office			Approximation			Non Res


			January-00			Agricultural - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			Agr			Agricultural			Large_Office			Approximation			Non Res


			January-00			Assembly - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			Asm			Assembly			Assembly			Direct Match			Non Res


			January-00			Health/Medical - Clinic - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			Cli			Health/Medical - Clinic			Small_Office			Approximation			Non Res


			January-00			Education - Community College - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			ECC			Education - Community College			College_University			Direct Match			Non Res


			January-00			Education - Primary School - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			Epr			Education - Primary School			School			Direct Match			Non Res


			January-00			Education - Relocatable Classroom - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			ERC			Education - Relocatable Classroom			School			Direct Match			Non Res


			January-00			Education - Secondary School - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			Ese			Education - Secondary School			School			Direct Match			Non Res


			January-00			Education - University - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			Eun			Education - University			College_University			Direct Match			Non Res


			January-00			Food Store - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			FSt			Food Store			Grocery_Store			Approximation			Non Res


			January-00			Grocery - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			Gro			Grocery			Grocery_Store			Direct Match			Non Res


			January-00			Lodging - Guest Rooms - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			January-00			Health/Medical - Hospital - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			January-00			Lodging - Hotel - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			January-00			Industrial - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			Ind			Industrial			Large_Office			Approximation			Non Res


			January-00			Manufacturing - Bio/Tech - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			MBT			Manufacturing - Bio/Tech			Large_Office			Approximation			Non Res


			January-00			Misc - Commercial - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			MiC			Misc - Commercial			Small_Office			Approximation			Non Res


			January-00			Manufacturing - Light Industrial - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			MLI			Manufacturing - Light Industrial			Large_Office			Approximation			Non Res


			January-00			Lodging - Motel - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			January-00			Health/Medical - Nursing Home - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			Nrs			Health/Medical - Nursing Home			Small_Office			Approximation			Non Res


			January-00			Office - Large - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			OfL			Office - Large			Large_Office			Direct Match			Non Res


			January-00			Office - Small - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			OfS			Office - Small			Small_Office			Direct Match			Non Res


			January-00			Restaurant - Fast-Food - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			RFF			Restaurant - Fast-Food			Sit_Down_Restaurant			Approximation			Non Res


			January-00			Restaurant - Sit-Down - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			RSD			Restaurant - Sit-Down			Sit_Down_Restaurant			Direct Match			Non Res


			January-00			Retail - Multistory Large - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			January-00			Retail - Single-Story Large - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			January-00			Retail - Small - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			RtS			Retail - Small			Small_Office			Approximation			Non Res


			January-00			Storage - Conditioned - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			SCn			Storage - Conditioned			Storage_Building			Direct Match			Non Res


			January-00			Storage - Unconditioned - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			Sun			Storage - Unconditioned			Storage_Building			Direct Match			Non Res


			January-00			Transportation - Communication - Utilities - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			TCU			Transportation - Communication - Utilities			Large_Office			Approximation			Non Res


			January-00			Warehouse - Refrigerated - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			WRf			Warehouse - Refrigerated			Storage_Building			Approximation			Non Res


			January-00			Residential Mobile Home - Double-Wide - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			DMO			Residential Mobile Home - Double-Wide			Small_Office			Approximation			Non Res


			January-00			Residential Multi-family - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			MFM			Residential Multi-family			Small_Office			Approximation			Non Res


			January-00			Residential Single Family - >135K_Wtr_AC-NC			>135K_Wtr_AC-NC			SFM			Residential Single Family			Small_Office			Approximation			Non Res


			January-00			Agricultural - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			Agr			Agricultural			Small_Office			Approximation			Non Res


			January-00			Assembly - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			Asm			Assembly			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Clinic - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			Cli			Health/Medical - Clinic			Small_Office			Approximation			Non Res


			January-00			Education - Community College - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			ECC			Education - Community College			College_University			Direct Match			Non Res


			January-00			Education - Primary School - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			Epr			Education - Primary School			Small_Office			Approximation			Non Res


			January-00			Education - Relocatable Classroom - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			ERC			Education - Relocatable Classroom			Small_Office			Approximation			Non Res


			January-00			Education - Secondary School - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			Ese			Education - Secondary School			Small_Office			Approximation			Non Res


			January-00			Education - University - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			Eun			Education - University			College_University			Direct Match			Non Res


			January-00			Food Store - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			FSt			Food Store			Grocery_Store			Approximation			Non Res


			January-00			Grocery - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			Gro			Grocery			Grocery_Store			Direct Match			Non Res


			January-00			Lodging - Guest Rooms - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			GsR			Lodging - Guest Rooms			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Hospital - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			Hsp			Health/Medical - Hospital			College_University			Approximation			Non Res


			January-00			Lodging - Hotel - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			Htl			Lodging - Hotel			Small_Office			Approximation			Non Res


			January-00			Industrial - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			Ind			Industrial			Small_Office			Approximation			Non Res


			January-00			Manufacturing - Bio/Tech - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			MBT			Manufacturing - Bio/Tech			Small_Office			Approximation			Non Res


			January-00			Misc - Commercial - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			MiC			Misc - Commercial			Small_Office			Approximation			Non Res


			January-00			Manufacturing - Light Industrial - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			MLI			Manufacturing - Light Industrial			Small_Office			Approximation			Non Res


			January-00			Lodging - Motel - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			Mtl			Lodging - Motel			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Nursing Home - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			Nrs			Health/Medical - Nursing Home			Small_Office			Approximation			Non Res


			January-00			Office - Large - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			OfL			Office - Large			Small_Office			Approximation			Non Res


			January-00			Office - Small - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			OfS			Office - Small			Small_Office			Direct Match			Non Res


			January-00			Restaurant - Fast-Food - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			RFF			Restaurant - Fast-Food			Fast_Food_Restaurant			Direct Match			Non Res


			January-00			Restaurant - Sit-Down - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			RSD			Restaurant - Sit-Down			Sit_Down_Restaurant			Direct Match			Non Res


			January-00			Retail - Multistory Large - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			Rt3			Retail - Multistory Large			Small_Retail_Store			Approximation			Non Res


			January-00			Retail - Single-Story Large - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			RtL			Retail - Single-Story Large			Small_Retail_Store			Approximation			Non Res


			January-00			Retail - Small - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			January-00			Storage - Conditioned - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			SCn			Storage - Conditioned			Small_Office			Approximation			Non Res


			January-00			Storage - Unconditioned - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			Sun			Storage - Unconditioned			Small_Office			Approximation			Non Res


			January-00			Transportation - Communication - Utilities - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			TCU			Transportation - Communication - Utilities			Small_Office			Approximation			Non Res


			January-00			Warehouse - Refrigerated - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			WRf			Warehouse - Refrigerated			Small_Office			Approximation			Non Res


			January-00			Residential Mobile Home - Double-Wide - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			DMO			Residential Mobile Home - Double-Wide			Small_Office			Approximation			Non Res


			January-00			Residential Multi-family - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			MFM			Residential Multi-family			Small_Office			Approximation			Non Res


			January-00			Residential Single Family - 65K-135_Wtr_AC-NC			65K-135_Wtr_AC-NC			SFM			Residential Single Family			Small_Office			Approximation			Non Res


			January-00			Agricultural - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			Agr			Agricultural			Small_Office			Approximation			Non Res


			January-00			Assembly - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			Asm			Assembly			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Clinic - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			Cli			Health/Medical - Clinic			Small_Office			Approximation			Non Res


			January-00			Education - Community College - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			ECC			Education - Community College			College_University			Direct Match			Non Res


			January-00			Education - Primary School - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			Epr			Education - Primary School			Small_Office			Approximation			Non Res


			January-00			Education - Relocatable Classroom - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			ERC			Education - Relocatable Classroom			Small_Office			Approximation			Non Res


			January-00			Education - Secondary School - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			Ese			Education - Secondary School			Small_Office			Approximation			Non Res


			January-00			Education - University - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			Eun			Education - University			College_University			Direct Match			Non Res


			January-00			Food Store - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			FSt			Food Store			Small_Office			Approximation			Non Res


			January-00			Grocery - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			Gro			Grocery			Small_Office			Approximation			Non Res


			January-00			Lodging - Guest Rooms - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			GsR			Lodging - Guest Rooms			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Hospital - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			Hsp			Health/Medical - Hospital			College_University			Approximation			Non Res


			January-00			Lodging - Hotel - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			Htl			Lodging - Hotel			Small_Office			Approximation			Non Res


			January-00			Industrial - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			Ind			Industrial			Small_Office			Approximation			Non Res


			January-00			Manufacturing - Bio/Tech - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			MBT			Manufacturing - Bio/Tech			Small_Office			Approximation			Non Res


			January-00			Misc - Commercial - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			MiC			Misc - Commercial			Small_Office			Approximation			Non Res


			January-00			Manufacturing - Light Industrial - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			MLI			Manufacturing - Light Industrial			Small_Office			Approximation			Non Res


			January-00			Lodging - Motel - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			Mtl			Lodging - Motel			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Nursing Home - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			Nrs			Health/Medical - Nursing Home			Small_Office			Approximation			Non Res


			January-00			Office - Large - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			OfL			Office - Large			Small_Office			Approximation			Non Res


			January-00			Office - Small - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			OfS			Office - Small			Small_Office			Direct Match			Non Res


			January-00			Restaurant - Fast-Food - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			RFF			Restaurant - Fast-Food			Fast_Food_Restaurant			Direct Match			Non Res


			January-00			Restaurant - Sit-Down - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			RSD			Restaurant - Sit-Down			Sit_Down_Restaurant			Direct Match			Non Res


			January-00			Retail - Multistory Large - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			Rt3			Retail - Multistory Large			Small_Retail_Store			Approximation			Non Res


			January-00			Retail - Single-Story Large - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			RtL			Retail - Single-Story Large			Small_Retail_Store			Approximation			Non Res


			January-00			Retail - Small - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			January-00			Storage - Conditioned - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			SCn			Storage - Conditioned			Small_Office			Approximation			Non Res


			January-00			Storage - Unconditioned - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			Sun			Storage - Unconditioned			Small_Office			Approximation			Non Res


			January-00			Transportation - Communication - Utilities - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			TCU			Transportation - Communication - Utilities			Small_Office			Approximation			Non Res


			January-00			Warehouse - Refrigerated - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			WRf			Warehouse - Refrigerated			Small_Office			Approximation			Non Res


			January-00			Residential Mobile Home - Double-Wide - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			DMO			Residential Mobile Home - Double-Wide			Small_Office			Approximation			Non Res


			January-00			Residential Multi-family - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			MFM			Residential Multi-family			Small_Office			Approximation			Non Res


			January-00			Residential Single Family - 65K-135K_Air_AC-NC			65K-135K_Air_AC-NC			SFM			Residential Single Family			Small_Office			Approximation			Non Res


			January-00			Agricultural - AC_Cooling-RC			AC_Cooling-RC			Agr			Agricultural			Residential			Approximation			Res


			January-00			Assembly - AC_Cooling-RC			AC_Cooling-RC			Asm			Assembly			Residential			Approximation			Res


			January-00			Health/Medical - Clinic - AC_Cooling-RC			AC_Cooling-RC			Cli			Health/Medical - Clinic			Residential			Approximation			Res


			January-00			Education - Community College - AC_Cooling-RC			AC_Cooling-RC			ECC			Education - Community College			Residential			Approximation			Res


			January-00			Education - Primary School - AC_Cooling-RC			AC_Cooling-RC			Epr			Education - Primary School			Residential			Approximation			Res


			January-00			Education - Relocatable Classroom - AC_Cooling-RC			AC_Cooling-RC			ERC			Education - Relocatable Classroom			Residential			Approximation			Res


			January-00			Education - Secondary School - AC_Cooling-RC			AC_Cooling-RC			Ese			Education - Secondary School			Residential			Approximation			Res


			January-00			Education - University - AC_Cooling-RC			AC_Cooling-RC			Eun			Education - University			Residential			Approximation			Res


			January-00			Food Store - AC_Cooling-RC			AC_Cooling-RC			FSt			Food Store			Residential			Approximation			Res


			January-00			Grocery - AC_Cooling-RC			AC_Cooling-RC			Gro			Grocery			Residential			Approximation			Res


			January-00			Lodging - Guest Rooms - AC_Cooling-RC			AC_Cooling-RC			GsR			Lodging - Guest Rooms			Residential			Approximation			Res


			January-00			Health/Medical - Hospital - AC_Cooling-RC			AC_Cooling-RC			Hsp			Health/Medical - Hospital			Residential			Approximation			Res


			January-00			Lodging - Hotel - AC_Cooling-RC			AC_Cooling-RC			Htl			Lodging - Hotel			Residential			Approximation			Res


			January-00			Industrial - AC_Cooling-RC			AC_Cooling-RC			Ind			Industrial			Residential			Approximation			Res


			January-00			Manufacturing - Bio/Tech - AC_Cooling-RC			AC_Cooling-RC			MBT			Manufacturing - Bio/Tech			Residential			Approximation			Res


			January-00			Misc - Commercial - AC_Cooling-RC			AC_Cooling-RC			MiC			Misc - Commercial			Residential			Approximation			Res


			January-00			Manufacturing - Light Industrial - AC_Cooling-RC			AC_Cooling-RC			MLI			Manufacturing - Light Industrial			Residential			Approximation			Res


			January-00			Lodging - Motel - AC_Cooling-RC			AC_Cooling-RC			Mtl			Lodging - Motel			Residential			Approximation			Res


			January-00			Health/Medical - Nursing Home - AC_Cooling-RC			AC_Cooling-RC			Nrs			Health/Medical - Nursing Home			Residential			Approximation			Res


			January-00			Office - Large - AC_Cooling-RC			AC_Cooling-RC			OfL			Office - Large			Residential			Approximation			Res


			January-00			Office - Small - AC_Cooling-RC			AC_Cooling-RC			OfS			Office - Small			Residential			Approximation			Res


			January-00			Restaurant - Fast-Food - AC_Cooling-RC			AC_Cooling-RC			RFF			Restaurant - Fast-Food			Residential			Approximation			Res


			January-00			Restaurant - Sit-Down - AC_Cooling-RC			AC_Cooling-RC			RSD			Restaurant - Sit-Down			Residential			Approximation			Res


			January-00			Retail - Multistory Large - AC_Cooling-RC			AC_Cooling-RC			Rt3			Retail - Multistory Large			Residential			Approximation			Res


			January-00			Retail - Single-Story Large - AC_Cooling-RC			AC_Cooling-RC			RtL			Retail - Single-Story Large			Residential			Approximation			Res


			January-00			Retail - Small - AC_Cooling-RC			AC_Cooling-RC			RtS			Retail - Small			Residential			Approximation			Res


			January-00			Storage - Conditioned - AC_Cooling-RC			AC_Cooling-RC			SCn			Storage - Conditioned			Residential			Approximation			Res


			January-00			Storage - Unconditioned - AC_Cooling-RC			AC_Cooling-RC			Sun			Storage - Unconditioned			Residential			Approximation			Res


			January-00			Transportation - Communication - Utilities - AC_Cooling-RC			AC_Cooling-RC			TCU			Transportation - Communication - Utilities			Residential			Approximation			Res


			January-00			Warehouse - Refrigerated - AC_Cooling-RC			AC_Cooling-RC			WRf			Warehouse - Refrigerated			Residential			Approximation			Res


			January-00			Residential Mobile Home - Double-Wide - AC_Cooling-RC			AC_Cooling-RC			DMO			Residential Mobile Home - Double-Wide			Residential			Direct Match			Res


			January-00			Residential Multi-family - AC_Cooling-RC			AC_Cooling-RC			MFM			Residential Multi-family			Residential			Direct Match			Res


			January-00			Residential Single Family - AC_Cooling-RC			AC_Cooling-RC			SFM			Residential Single Family			Residential			Direct Match			Res


			January-00			Agricultural - AC-NC			AC-NC			Agr			Agricultural			Residential			Approximation			Res


			January-00			Assembly - AC-NC			AC-NC			Asm			Assembly			Residential			Approximation			Res


			January-00			Health/Medical - Clinic - AC-NC			AC-NC			Cli			Health/Medical - Clinic			Residential			Approximation			Res


			January-00			Education - Community College - AC-NC			AC-NC			ECC			Education - Community College			Residential			Approximation			Res


			January-00			Education - Primary School - AC-NC			AC-NC			Epr			Education - Primary School			Residential			Approximation			Res


			January-00			Education - Relocatable Classroom - AC-NC			AC-NC			ERC			Education - Relocatable Classroom			Residential			Approximation			Res


			January-00			Education - Secondary School - AC-NC			AC-NC			Ese			Education - Secondary School			Residential			Approximation			Res


			January-00			Education - University - AC-NC			AC-NC			Eun			Education - University			Residential			Approximation			Res


			January-00			Food Store - AC-NC			AC-NC			FSt			Food Store			Residential			Approximation			Res


			January-00			Grocery - AC-NC			AC-NC			Gro			Grocery			Residential			Approximation			Res


			January-00			Lodging - Guest Rooms - AC-NC			AC-NC			GsR			Lodging - Guest Rooms			Residential			Approximation			Res


			January-00			Health/Medical - Hospital - AC-NC			AC-NC			Hsp			Health/Medical - Hospital			Residential			Approximation			Res


			January-00			Lodging - Hotel - AC-NC			AC-NC			Htl			Lodging - Hotel			Residential			Approximation			Res


			January-00			Industrial - AC-NC			AC-NC			Ind			Industrial			Residential			Approximation			Res


			January-00			Manufacturing - Bio/Tech - AC-NC			AC-NC			MBT			Manufacturing - Bio/Tech			Residential			Approximation			Res


			January-00			Misc - Commercial - AC-NC			AC-NC			MiC			Misc - Commercial			Residential			Approximation			Res


			January-00			Manufacturing - Light Industrial - AC-NC			AC-NC			MLI			Manufacturing - Light Industrial			Residential			Approximation			Res


			January-00			Lodging - Motel - AC-NC			AC-NC			Mtl			Lodging - Motel			Residential			Approximation			Res


			January-00			Health/Medical - Nursing Home - AC-NC			AC-NC			Nrs			Health/Medical - Nursing Home			Residential			Approximation			Res


			January-00			Office - Large - AC-NC			AC-NC			OfL			Office - Large			Residential			Approximation			Res


			January-00			Office - Small - AC-NC			AC-NC			OfS			Office - Small			Residential			Approximation			Res


			January-00			Restaurant - Fast-Food - AC-NC			AC-NC			RFF			Restaurant - Fast-Food			Residential			Approximation			Res


			January-00			Restaurant - Sit-Down - AC-NC			AC-NC			RSD			Restaurant - Sit-Down			Residential			Approximation			Res


			January-00			Retail - Multistory Large - AC-NC			AC-NC			Rt3			Retail - Multistory Large			Residential			Approximation			Res


			January-00			Retail - Single-Story Large - AC-NC			AC-NC			RtL			Retail - Single-Story Large			Residential			Approximation			Res


			January-00			Retail - Small - AC-NC			AC-NC			RtS			Retail - Small			Residential			Approximation			Res


			January-00			Storage - Conditioned - AC-NC			AC-NC			SCn			Storage - Conditioned			Residential			Approximation			Res


			January-00			Storage - Unconditioned - AC-NC			AC-NC			Sun			Storage - Unconditioned			Residential			Approximation			Res


			January-00			Transportation - Communication - Utilities - AC-NC			AC-NC			TCU			Transportation - Communication - Utilities			Residential			Approximation			Res


			January-00			Warehouse - Refrigerated - AC-NC			AC-NC			WRf			Warehouse - Refrigerated			Residential			Approximation			Res


			January-00			Residential Mobile Home - Double-Wide - AC-NC			AC-NC			DMO			Residential Mobile Home - Double-Wide			Residential			Direct Match			Res


			January-00			Residential Multi-family - AC-NC			AC-NC			MFM			Residential Multi-family			Residential			Direct Match			Res


			January-00			Residential Single Family - AC-NC			AC-NC			SFM			Residential Single Family			Residential			Direct Match			Res


			January-00			Agricultural - Ag & Water Pumping			Ag & Water Pumping			Agr			Agricultural			Agricultural			Direct Match			Non Res


			January-00			Assembly - Ag & Water Pumping			Ag & Water Pumping			Asm			Assembly			Agricultural			Approximation			Non Res


			January-00			Health/Medical - Clinic - Ag & Water Pumping			Ag & Water Pumping			Cli			Health/Medical - Clinic			Agricultural			Approximation			Non Res


			January-00			Education - Community College - Ag & Water Pumping			Ag & Water Pumping			ECC			Education - Community College			Agricultural			Approximation			Non Res


			January-00			Education - Primary School - Ag & Water Pumping			Ag & Water Pumping			Epr			Education - Primary School			Agricultural			Approximation			Non Res


			January-00			Education - Relocatable Classroom - Ag & Water Pumping			Ag & Water Pumping			ERC			Education - Relocatable Classroom			Agricultural			Approximation			Non Res


			January-00			Education - Secondary School - Ag & Water Pumping			Ag & Water Pumping			Ese			Education - Secondary School			Agricultural			Approximation			Non Res


			January-00			Education - University - Ag & Water Pumping			Ag & Water Pumping			Eun			Education - University			Agricultural			Approximation			Non Res


			January-00			Food Store - Ag & Water Pumping			Ag & Water Pumping			FSt			Food Store			Agricultural			Approximation			Non Res


			January-00			Grocery - Ag & Water Pumping			Ag & Water Pumping			Gro			Grocery			Agricultural			Approximation			Non Res


			January-00			Lodging - Guest Rooms - Ag & Water Pumping			Ag & Water Pumping			GsR			Lodging - Guest Rooms			Agricultural			Approximation			Non Res


			January-00			Health/Medical - Hospital - Ag & Water Pumping			Ag & Water Pumping			Hsp			Health/Medical - Hospital			Agricultural			Approximation			Non Res


			January-00			Lodging - Hotel - Ag & Water Pumping			Ag & Water Pumping			Htl			Lodging - Hotel			Agricultural			Approximation			Non Res


			January-00			Industrial - Ag & Water Pumping			Ag & Water Pumping			Ind			Industrial			Agricultural			Approximation			Non Res


			January-00			Manufacturing - Bio/Tech - Ag & Water Pumping			Ag & Water Pumping			MBT			Manufacturing - Bio/Tech			Agricultural			Approximation			Non Res


			January-00			Misc - Commercial - Ag & Water Pumping			Ag & Water Pumping			MiC			Misc - Commercial			Agricultural			Approximation			Non Res


			January-00			Manufacturing - Light Industrial - Ag & Water Pumping			Ag & Water Pumping			MLI			Manufacturing - Light Industrial			Agricultural			Approximation			Non Res


			January-00			Lodging - Motel - Ag & Water Pumping			Ag & Water Pumping			Mtl			Lodging - Motel			Agricultural			Approximation			Non Res


			January-00			Health/Medical - Nursing Home - Ag & Water Pumping			Ag & Water Pumping			Nrs			Health/Medical - Nursing Home			Agricultural			Approximation			Non Res


			January-00			Office - Large - Ag & Water Pumping			Ag & Water Pumping			OfL			Office - Large			Agricultural			Approximation			Non Res


			January-00			Office - Small - Ag & Water Pumping			Ag & Water Pumping			OfS			Office - Small			Agricultural			Approximation			Non Res


			January-00			Restaurant - Fast-Food - Ag & Water Pumping			Ag & Water Pumping			RFF			Restaurant - Fast-Food			Agricultural			Approximation			Non Res


			January-00			Restaurant - Sit-Down - Ag & Water Pumping			Ag & Water Pumping			RSD			Restaurant - Sit-Down			Agricultural			Approximation			Non Res


			January-00			Retail - Multistory Large - Ag & Water Pumping			Ag & Water Pumping			Rt3			Retail - Multistory Large			Agricultural			Approximation			Non Res


			January-00			Retail - Single-Story Large - Ag & Water Pumping			Ag & Water Pumping			RtL			Retail - Single-Story Large			Agricultural			Approximation			Non Res


			January-00			Retail - Small - Ag & Water Pumping			Ag & Water Pumping			RtS			Retail - Small			Agricultural			Approximation			Non Res


			January-00			Storage - Conditioned - Ag & Water Pumping			Ag & Water Pumping			SCn			Storage - Conditioned			Agricultural			Approximation			Non Res


			January-00			Storage - Unconditioned - Ag & Water Pumping			Ag & Water Pumping			Sun			Storage - Unconditioned			Agricultural			Approximation			Non Res


			January-00			Transportation - Communication - Utilities - Ag & Water Pumping			Ag & Water Pumping			TCU			Transportation - Communication - Utilities			Agricultural			Approximation			Non Res


			January-00			Warehouse - Refrigerated - Ag & Water Pumping			Ag & Water Pumping			WRf			Warehouse - Refrigerated			Agricultural			Approximation			Non Res


			January-00			Residential Mobile Home - Double-Wide - Ag & Water Pumping			Ag & Water Pumping			DMO			Residential Mobile Home - Double-Wide			Agricultural			Approximation			Non Res


			January-00			Residential Multi-family - Ag & Water Pumping			Ag & Water Pumping			MFM			Residential Multi-family			Agricultural			Approximation			Non Res


			January-00			Residential Single Family - Ag & Water Pumping			Ag & Water Pumping			SFM			Residential Single Family			Agricultural			Approximation			Non Res


			January-00			Agricultural - CFL-RC			CFL-RC			Agr			Agricultural			Residential			Approximation			Res


			January-00			Assembly - CFL-RC			CFL-RC			Asm			Assembly			Residential			Approximation			Res


			January-00			Health/Medical - Clinic - CFL-RC			CFL-RC			Cli			Health/Medical - Clinic			Residential			Approximation			Res


			January-00			Education - Community College - CFL-RC			CFL-RC			ECC			Education - Community College			Residential			Approximation			Res


			January-00			Education - Primary School - CFL-RC			CFL-RC			Epr			Education - Primary School			Residential			Approximation			Res


			January-00			Education - Relocatable Classroom - CFL-RC			CFL-RC			ERC			Education - Relocatable Classroom			Residential			Approximation			Res


			January-00			Education - Secondary School - CFL-RC			CFL-RC			Ese			Education - Secondary School			Residential			Approximation			Res


			January-00			Education - University - CFL-RC			CFL-RC			Eun			Education - University			Residential			Approximation			Res


			January-00			Food Store - CFL-RC			CFL-RC			FSt			Food Store			Residential			Approximation			Res


			January-00			Grocery - CFL-RC			CFL-RC			Gro			Grocery			Residential			Approximation			Res


			January-00			Lodging - Guest Rooms - CFL-RC			CFL-RC			GsR			Lodging - Guest Rooms			Residential			Approximation			Res


			January-00			Health/Medical - Hospital - CFL-RC			CFL-RC			Hsp			Health/Medical - Hospital			Residential			Approximation			Res


			January-00			Lodging - Hotel - CFL-RC			CFL-RC			Htl			Lodging - Hotel			Residential			Approximation			Res


			January-00			Industrial - CFL-RC			CFL-RC			Ind			Industrial			Residential			Approximation			Res


			January-00			Manufacturing - Bio/Tech - CFL-RC			CFL-RC			MBT			Manufacturing - Bio/Tech			Residential			Approximation			Res


			January-00			Misc - Commercial - CFL-RC			CFL-RC			MiC			Misc - Commercial			Residential			Approximation			Res


			January-00			Manufacturing - Light Industrial - CFL-RC			CFL-RC			MLI			Manufacturing - Light Industrial			Residential			Approximation			Res


			January-00			Lodging - Motel - CFL-RC			CFL-RC			Mtl			Lodging - Motel			Residential			Approximation			Res


			January-00			Health/Medical - Nursing Home - CFL-RC			CFL-RC			Nrs			Health/Medical - Nursing Home			Residential			Approximation			Res


			January-00			Office - Large - CFL-RC			CFL-RC			OfL			Office - Large			Residential			Approximation			Res


			January-00			Office - Small - CFL-RC			CFL-RC			OfS			Office - Small			Residential			Approximation			Res


			January-00			Restaurant - Fast-Food - CFL-RC			CFL-RC			RFF			Restaurant - Fast-Food			Residential			Approximation			Res


			January-00			Restaurant - Sit-Down - CFL-RC			CFL-RC			RSD			Restaurant - Sit-Down			Residential			Approximation			Res


			January-00			Retail - Multistory Large - CFL-RC			CFL-RC			Rt3			Retail - Multistory Large			Residential			Approximation			Res


			January-00			Retail - Single-Story Large - CFL-RC			CFL-RC			RtL			Retail - Single-Story Large			Residential			Approximation			Res


			January-00			Retail - Small - CFL-RC			CFL-RC			RtS			Retail - Small			Residential			Approximation			Res


			January-00			Storage - Conditioned - CFL-RC			CFL-RC			SCn			Storage - Conditioned			Residential			Approximation			Res


			January-00			Storage - Unconditioned - CFL-RC			CFL-RC			Sun			Storage - Unconditioned			Residential			Approximation			Res


			January-00			Transportation - Communication - Utilities - CFL-RC			CFL-RC			TCU			Transportation - Communication - Utilities			Residential			Approximation			Res


			January-00			Warehouse - Refrigerated - CFL-RC			CFL-RC			WRf			Warehouse - Refrigerated			Residential			Approximation			Res


			January-00			Residential Mobile Home - Double-Wide - CFL-RC			CFL-RC			DMO			Residential Mobile Home - Double-Wide			Residential			Direct Match			Res


			January-00			Residential Multi-family - CFL-RC			CFL-RC			MFM			Residential Multi-family			Residential			Direct Match			Res


			January-00			Residential Single Family - CFL-RC			CFL-RC			SFM			Residential Single Family			Residential			Direct Match			Res


			January-00			Agricultural - Commercial Whole Building			Commercial Whole Building			Agr			Agricultural			Misc._Commercial			Approximation			Non Res


			January-00			Assembly - Commercial Whole Building			Commercial Whole Building			Asm			Assembly			Misc._Commercial			Approximation			Non Res


			January-00			Health/Medical - Clinic - Commercial Whole Building			Commercial Whole Building			Cli			Health/Medical - Clinic			Misc._Commercial			Approximation			Non Res


			January-00			Education - Community College - Commercial Whole Building			Commercial Whole Building			ECC			Education - Community College			Misc._Commercial			Approximation			Non Res


			January-00			Education - Primary School - Commercial Whole Building			Commercial Whole Building			Epr			Education - Primary School			Misc._Commercial			Approximation			Non Res


			January-00			Education - Relocatable Classroom - Commercial Whole Building			Commercial Whole Building			ERC			Education - Relocatable Classroom			Misc._Commercial			Approximation			Non Res


			January-00			Education - Secondary School - Commercial Whole Building			Commercial Whole Building			Ese			Education - Secondary School			Misc._Commercial			Approximation			Non Res


			January-00			Education - University - Commercial Whole Building			Commercial Whole Building			Eun			Education - University			Misc._Commercial			Approximation			Non Res


			January-00			Food Store - Commercial Whole Building			Commercial Whole Building			FSt			Food Store			Misc._Commercial			Approximation			Non Res


			January-00			Grocery - Commercial Whole Building			Commercial Whole Building			Gro			Grocery			Misc._Commercial			Approximation			Non Res


			January-00			Lodging - Guest Rooms - Commercial Whole Building			Commercial Whole Building			GsR			Lodging - Guest Rooms			Misc._Commercial			Approximation			Non Res


			January-00			Health/Medical - Hospital - Commercial Whole Building			Commercial Whole Building			Hsp			Health/Medical - Hospital			Misc._Commercial			Approximation			Non Res


			January-00			Lodging - Hotel - Commercial Whole Building			Commercial Whole Building			Htl			Lodging - Hotel			Misc._Commercial			Approximation			Non Res


			January-00			Industrial - Commercial Whole Building			Commercial Whole Building			Ind			Industrial			Misc._Commercial			Approximation			Non Res


			January-00			Manufacturing - Bio/Tech - Commercial Whole Building			Commercial Whole Building			MBT			Manufacturing - Bio/Tech			Misc._Commercial			Approximation			Non Res


			January-00			Misc - Commercial - Commercial Whole Building			Commercial Whole Building			MiC			Misc - Commercial			Misc._Commercial			Direct Match			Non Res


			January-00			Manufacturing - Light Industrial - Commercial Whole Building			Commercial Whole Building			MLI			Manufacturing - Light Industrial			Misc._Commercial			Approximation			Non Res


			January-00			Lodging - Motel - Commercial Whole Building			Commercial Whole Building			Mtl			Lodging - Motel			Misc._Commercial			Approximation			Non Res


			January-00			Health/Medical - Nursing Home - Commercial Whole Building			Commercial Whole Building			Nrs			Health/Medical - Nursing Home			Misc._Commercial			Approximation			Non Res


			January-00			Office - Large - Commercial Whole Building			Commercial Whole Building			OfL			Office - Large			Misc._Commercial			Approximation			Non Res


			January-00			Office - Small - Commercial Whole Building			Commercial Whole Building			OfS			Office - Small			Misc._Commercial			Approximation			Non Res


			January-00			Restaurant - Fast-Food - Commercial Whole Building			Commercial Whole Building			RFF			Restaurant - Fast-Food			Misc._Commercial			Approximation			Non Res


			January-00			Restaurant - Sit-Down - Commercial Whole Building			Commercial Whole Building			RSD			Restaurant - Sit-Down			Misc._Commercial			Approximation			Non Res


			January-00			Retail - Multistory Large - Commercial Whole Building			Commercial Whole Building			Rt3			Retail - Multistory Large			Misc._Commercial			Approximation			Non Res


			January-00			Retail - Single-Story Large - Commercial Whole Building			Commercial Whole Building			RtL			Retail - Single-Story Large			Misc._Commercial			Approximation			Non Res


			January-00			Retail - Small - Commercial Whole Building			Commercial Whole Building			RtS			Retail - Small			Misc._Commercial			Approximation			Non Res


			January-00			Storage - Conditioned - Commercial Whole Building			Commercial Whole Building			SCn			Storage - Conditioned			Misc._Commercial			Approximation			Non Res


			January-00			Storage - Unconditioned - Commercial Whole Building			Commercial Whole Building			Sun			Storage - Unconditioned			Misc._Commercial			Approximation			Non Res


			January-00			Transportation - Communication - Utilities - Commercial Whole Building			Commercial Whole Building			TCU			Transportation - Communication - Utilities			Misc._Commercial			Approximation			Non Res


			January-00			Warehouse - Refrigerated - Commercial Whole Building			Commercial Whole Building			WRf			Warehouse - Refrigerated			Misc._Commercial			Approximation			Non Res


			January-00			Residential Mobile Home - Double-Wide - Commercial Whole Building			Commercial Whole Building			DMO			Residential Mobile Home - Double-Wide			Misc._Commercial			Approximation			Non Res


			January-00			Residential Multi-family - Commercial Whole Building			Commercial Whole Building			MFM			Residential Multi-family			Misc._Commercial			Approximation			Non Res


			January-00			Residential Single Family - Commercial Whole Building			Commercial Whole Building			SFM			Residential Single Family			Misc._Commercial			Approximation			Non Res


			January-00			N/A - DayLt & Controls			DayLt & Controls			December-99			N/A			Restaurant			Direct Match			Non Res


			January-00			N/A - DayLt & Controls			DayLt & Controls			December-99			N/A			Non-Refrig._Warehouse			Direct Match			Non Res


			January-00			Agricultural - DayLt & Controls			DayLt & Controls			Agr			Agricultural			Agricultural			Direct Match			Non Res


			January-00			Assembly - DayLt & Controls			DayLt & Controls			Asm			Assembly			Assembly			Direct Match			Non Res


			January-00			Health/Medical - Clinic - DayLt & Controls			DayLt & Controls			Cli			Health/Medical - Clinic			Medical_Clinic			Direct Match			Non Res


			January-00			Education - Community College - DayLt & Controls			DayLt & Controls			ECC			Education - Community College			College_University			Direct Match			Non Res


			January-00			Education - Primary School - DayLt & Controls			DayLt & Controls			Epr			Education - Primary School			K_thru_12_School			Direct Match			Non Res


			January-00			Education - Relocatable Classroom - DayLt & Controls			DayLt & Controls			ERC			Education - Relocatable Classroom			School			Direct Match			Non Res


			January-00			Education - Secondary School - DayLt & Controls			DayLt & Controls			Ese			Education - Secondary School			K_thru_12_School			Direct Match			Non Res


			January-00			Education - University - DayLt & Controls			DayLt & Controls			Eun			Education - University			College_University			Direct Match			Non Res


			January-00			Food Store - DayLt & Controls			DayLt & Controls			FSt			Food Store			Food_Store			Direct Match			Non Res


			January-00			Grocery - DayLt & Controls			DayLt & Controls			Gro			Grocery			Grocery_Store			Direct Match			Non Res


			January-00			Lodging - Guest Rooms - DayLt & Controls			DayLt & Controls			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			January-00			Health/Medical - Hospital - DayLt & Controls			DayLt & Controls			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			January-00			Lodging - Hotel - DayLt & Controls			DayLt & Controls			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			January-00			Industrial - DayLt & Controls			DayLt & Controls			Ind			Industrial			Industrial			Direct Match			Non Res


			January-00			Manufacturing - Bio/Tech - DayLt & Controls			DayLt & Controls			MBT			Manufacturing - Bio/Tech			Industrial			Approximation			Non Res


			January-00			Misc - Commercial - DayLt & Controls			DayLt & Controls			MiC			Misc - Commercial			Misc._Commercial			Direct Match			Non Res


			January-00			Manufacturing - Light Industrial - DayLt & Controls			DayLt & Controls			MLI			Manufacturing - Light Industrial			Industrial			Approximation			Non Res


			January-00			Lodging - Motel - DayLt & Controls			DayLt & Controls			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			January-00			Health/Medical - Nursing Home - DayLt & Controls			DayLt & Controls			Nrs			Health/Medical - Nursing Home			Medical_Clinic			Approximation			Non Res


			January-00			Office - Large - DayLt & Controls			DayLt & Controls			OfL			Office - Large			Large_Office			Direct Match			Non Res


			January-00			Office - Small - DayLt & Controls			DayLt & Controls			OfS			Office - Small			Small_Office			Direct Match			Non Res


			January-00			Restaurant - Fast-Food - DayLt & Controls			DayLt & Controls			RFF			Restaurant - Fast-Food			Fast_Food_Restaurant			Direct Match			Non Res


			January-00			Restaurant - Sit-Down - DayLt & Controls			DayLt & Controls			RSD			Restaurant - Sit-Down			Sit_Down_Restaurant			Direct Match			Non Res


			January-00			Retail - Multistory Large - DayLt & Controls			DayLt & Controls			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			January-00			Retail - Single-Story Large - DayLt & Controls			DayLt & Controls			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			January-00			Retail - Small - DayLt & Controls			DayLt & Controls			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			January-00			Storage - Conditioned - DayLt & Controls			DayLt & Controls			SCn			Storage - Conditioned			Storage_Building			Direct Match			Non Res


			January-00			Storage - Unconditioned - DayLt & Controls			DayLt & Controls			Sun			Storage - Unconditioned			Storage_Building			Direct Match			Non Res


			January-00			Transportation - Communication - Utilities - DayLt & Controls			DayLt & Controls			TCU			Transportation - Communication - Utilities			Trans_Comm_Util			Direct Match			Non Res


			January-00			Warehouse - Refrigerated - DayLt & Controls			DayLt & Controls			WRf			Warehouse - Refrigerated			Refrigerated_Warehouse			Direct Match			Non Res


			January-00			Residential Mobile Home - Double-Wide - DayLt & Controls			DayLt & Controls			DMO			Residential Mobile Home - Double-Wide			Small_Office			Approximation			Non Res


			January-00			Residential Multi-family - DayLt & Controls			DayLt & Controls			MFM			Residential Multi-family			Small_Office			Approximation			Non Res


			January-00			Residential Single Family - DayLt & Controls			DayLt & Controls			SFM			Residential Single Family			Small_Office			Approximation			Non Res


			January-00			Agricultural - DayLt_Cntrl-NC			DayLt_Cntrl-NC			Agr			Agricultural			Large_Office			Approximation			Non Res


			January-00			Assembly - DayLt_Cntrl-NC			DayLt_Cntrl-NC			Asm			Assembly			Assembly			Direct Match			Non Res


			January-00			Health/Medical - Clinic - DayLt_Cntrl-NC			DayLt_Cntrl-NC			Cli			Health/Medical - Clinic			Small_Office			Approximation			Non Res


			January-00			Education - Community College - DayLt_Cntrl-NC			DayLt_Cntrl-NC			ECC			Education - Community College			College_University			Direct Match			Non Res


			January-00			Education - Primary School - DayLt_Cntrl-NC			DayLt_Cntrl-NC			Epr			Education - Primary School			School			Direct Match			Non Res


			January-00			Education - Relocatable Classroom - DayLt_Cntrl-NC			DayLt_Cntrl-NC			ERC			Education - Relocatable Classroom			School			Direct Match			Non Res


			January-00			Education - Secondary School - DayLt_Cntrl-NC			DayLt_Cntrl-NC			Ese			Education - Secondary School			School			Direct Match			Non Res


			January-00			Education - University - DayLt_Cntrl-NC			DayLt_Cntrl-NC			Eun			Education - University			College_University			Direct Match			Non Res


			January-00			Food Store - DayLt_Cntrl-NC			DayLt_Cntrl-NC			FSt			Food Store			Grocery_Store			Approximation			Non Res


			January-00			Grocery - DayLt_Cntrl-NC			DayLt_Cntrl-NC			Gro			Grocery			Grocery_Store			Direct Match			Non Res


			January-00			Lodging - Guest Rooms - DayLt_Cntrl-NC			DayLt_Cntrl-NC			GsR			Lodging - Guest Rooms			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Hospital - DayLt_Cntrl-NC			DayLt_Cntrl-NC			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			January-00			Lodging - Hotel - DayLt_Cntrl-NC			DayLt_Cntrl-NC			Htl			Lodging - Hotel			Small_Office			Approximation			Non Res


			January-00			Industrial - DayLt_Cntrl-NC			DayLt_Cntrl-NC			Ind			Industrial			Large_Office			Approximation			Non Res


			January-00			Manufacturing - Bio/Tech - DayLt_Cntrl-NC			DayLt_Cntrl-NC			MBT			Manufacturing - Bio/Tech			Large_Office			Approximation			Non Res


			January-00			Misc - Commercial - DayLt_Cntrl-NC			DayLt_Cntrl-NC			MiC			Misc - Commercial			Small_Office			Approximation			Non Res


			January-00			Manufacturing - Light Industrial - DayLt_Cntrl-NC			DayLt_Cntrl-NC			MLI			Manufacturing - Light Industrial			Large_Office			Approximation			Non Res


			January-00			Lodging - Motel - DayLt_Cntrl-NC			DayLt_Cntrl-NC			Mtl			Lodging - Motel			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Nursing Home - DayLt_Cntrl-NC			DayLt_Cntrl-NC			Nrs			Health/Medical - Nursing Home			Small_Office			Approximation			Non Res


			January-00			Office - Large - DayLt_Cntrl-NC			DayLt_Cntrl-NC			OfL			Office - Large			Large_Office			Direct Match			Non Res


			January-00			Office - Small - DayLt_Cntrl-NC			DayLt_Cntrl-NC			OfS			Office - Small			Small_Office			Direct Match			Non Res


			January-00			Restaurant - Fast-Food - DayLt_Cntrl-NC			DayLt_Cntrl-NC			RFF			Restaurant - Fast-Food			Fast_Food_Restaurant			Direct Match			Non Res


			January-00			Restaurant - Sit-Down - DayLt_Cntrl-NC			DayLt_Cntrl-NC			RSD			Restaurant - Sit-Down			Sit_Down_Restaurant			Direct Match			Non Res


			January-00			Retail - Multistory Large - DayLt_Cntrl-NC			DayLt_Cntrl-NC			Rt3			Retail - Multistory Large			Large_Office			Approximation			Non Res


			January-00			Retail - Single-Story Large - DayLt_Cntrl-NC			DayLt_Cntrl-NC			RtL			Retail - Single-Story Large			Large_Office			Approximation			Non Res


			January-00			Retail - Small - DayLt_Cntrl-NC			DayLt_Cntrl-NC			RtS			Retail - Small			Small_Office			Approximation			Non Res


			January-00			Storage - Conditioned - DayLt_Cntrl-NC			DayLt_Cntrl-NC			SCn			Storage - Conditioned			Large_Office			Approximation			Non Res


			January-00			Storage - Unconditioned - DayLt_Cntrl-NC			DayLt_Cntrl-NC			Sun			Storage - Unconditioned			Large_Office			Approximation			Non Res


			January-00			Transportation - Communication - Utilities - DayLt_Cntrl-NC			DayLt_Cntrl-NC			TCU			Transportation - Communication - Utilities			Large_Office			Approximation			Non Res


			January-00			Warehouse - Refrigerated - DayLt_Cntrl-NC			DayLt_Cntrl-NC			WRf			Warehouse - Refrigerated			Large_Office			Approximation			Non Res


			January-00			Residential Mobile Home - Double-Wide - DayLt_Cntrl-NC			DayLt_Cntrl-NC			DMO			Residential Mobile Home - Double-Wide			Small_Office			Approximation			Non Res


			January-00			Residential Multi-family - DayLt_Cntrl-NC			DayLt_Cntrl-NC			MFM			Residential Multi-family			Small_Office			Approximation			Non Res


			January-00			Residential Single Family - DayLt_Cntrl-NC			DayLt_Cntrl-NC			SFM			Residential Single Family			Small_Office			Approximation			Non Res


			January-00			Agricultural - DEER:HVAC_Chillers			DEER:HVAC_Chillers			Agr			Agricultural			NON_RES			Direct Match			Non Res


			January-00			Assembly - DEER:HVAC_Chillers			DEER:HVAC_Chillers			Asm			Assembly			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Clinic - DEER:HVAC_Chillers			DEER:HVAC_Chillers			Cli			Health/Medical - Clinic			NON_RES			Direct Match			Non Res


			January-00			Education - Community College - DEER:HVAC_Chillers			DEER:HVAC_Chillers			ECC			Education - Community College			NON_RES			Direct Match			Non Res


			January-00			Education - Primary School - DEER:HVAC_Chillers			DEER:HVAC_Chillers			Epr			Education - Primary School			NON_RES			Direct Match			Non Res


			January-00			Education - Relocatable Classroom - DEER:HVAC_Chillers			DEER:HVAC_Chillers			ERC			Education - Relocatable Classroom			NON_RES			Direct Match			Non Res


			January-00			Education - Secondary School - DEER:HVAC_Chillers			DEER:HVAC_Chillers			Ese			Education - Secondary School			NON_RES			Direct Match			Non Res


			January-00			Education - University - DEER:HVAC_Chillers			DEER:HVAC_Chillers			Eun			Education - University			NON_RES			Direct Match			Non Res


			January-00			Food Store - DEER:HVAC_Chillers			DEER:HVAC_Chillers			FSt			Food Store			NON_RES			Direct Match			Non Res


			January-00			Grocery - DEER:HVAC_Chillers			DEER:HVAC_Chillers			Gro			Grocery			NON_RES			Direct Match			Non Res


			January-00			Lodging - Guest Rooms - DEER:HVAC_Chillers			DEER:HVAC_Chillers			GsR			Lodging - Guest Rooms			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Hospital - DEER:HVAC_Chillers			DEER:HVAC_Chillers			Hsp			Health/Medical - Hospital			NON_RES			Direct Match			Non Res


			January-00			Lodging - Hotel - DEER:HVAC_Chillers			DEER:HVAC_Chillers			Htl			Lodging - Hotel			NON_RES			Direct Match			Non Res


			January-00			Industrial - DEER:HVAC_Chillers			DEER:HVAC_Chillers			Ind			Industrial			NON_RES			Direct Match			Non Res


			January-00			Manufacturing - Bio/Tech - DEER:HVAC_Chillers			DEER:HVAC_Chillers			MBT			Manufacturing - Bio/Tech			NON_RES			Direct Match			Non Res


			January-00			Misc - Commercial - DEER:HVAC_Chillers			DEER:HVAC_Chillers			MiC			Misc - Commercial			NON_RES			Direct Match			Non Res


			January-00			Manufacturing - Light Industrial - DEER:HVAC_Chillers			DEER:HVAC_Chillers			MLI			Manufacturing - Light Industrial			NON_RES			Direct Match			Non Res


			January-00			Lodging - Motel - DEER:HVAC_Chillers			DEER:HVAC_Chillers			Mtl			Lodging - Motel			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Nursing Home - DEER:HVAC_Chillers			DEER:HVAC_Chillers			Nrs			Health/Medical - Nursing Home			NON_RES			Direct Match			Non Res


			January-00			Office - Large - DEER:HVAC_Chillers			DEER:HVAC_Chillers			OfL			Office - Large			NON_RES			Direct Match			Non Res


			January-00			Office - Small - DEER:HVAC_Chillers			DEER:HVAC_Chillers			OfS			Office - Small			NON_RES			Direct Match			Non Res


			January-00			Restaurant - Fast-Food - DEER:HVAC_Chillers			DEER:HVAC_Chillers			RFF			Restaurant - Fast-Food			NON_RES			Direct Match			Non Res


			January-00			Restaurant - Sit-Down - DEER:HVAC_Chillers			DEER:HVAC_Chillers			RSD			Restaurant - Sit-Down			NON_RES			Direct Match			Non Res


			January-00			Retail - Multistory Large - DEER:HVAC_Chillers			DEER:HVAC_Chillers			Rt3			Retail - Multistory Large			NON_RES			Direct Match			Non Res


			January-00			Retail - Single-Story Large - DEER:HVAC_Chillers			DEER:HVAC_Chillers			RtL			Retail - Single-Story Large			NON_RES			Direct Match			Non Res


			January-00			Retail - Small - DEER:HVAC_Chillers			DEER:HVAC_Chillers			RtS			Retail - Small			NON_RES			Direct Match			Non Res


			January-00			Storage - Conditioned - DEER:HVAC_Chillers			DEER:HVAC_Chillers			SCn			Storage - Conditioned			NON_RES			Direct Match			Non Res


			January-00			Storage - Unconditioned - DEER:HVAC_Chillers			DEER:HVAC_Chillers			Sun			Storage - Unconditioned			NON_RES			Direct Match			Non Res


			January-00			Transportation - Communication - Utilities - DEER:HVAC_Chillers			DEER:HVAC_Chillers			TCU			Transportation - Communication - Utilities			NON_RES			Direct Match			Non Res


			January-00			Warehouse - Refrigerated - DEER:HVAC_Chillers			DEER:HVAC_Chillers			WRf			Warehouse - Refrigerated			NON_RES			Direct Match			Non Res


			January-00			Residential Mobile Home - Double-Wide - DEER:HVAC_Chillers			DEER:HVAC_Chillers			DMO			Residential Mobile Home - Double-Wide			NON_RES			Approximation			Non Res


			January-00			Residential Multi-family - DEER:HVAC_Chillers			DEER:HVAC_Chillers			MFM			Residential Multi-family			NON_RES			Approximation			Non Res


			January-00			Residential Single Family - DEER:HVAC_Chillers			DEER:HVAC_Chillers			SFM			Residential Single Family			NON_RES			Approximation			Non Res


			January-00			Agricultural - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			Agr			Agricultural			NON_RES			Direct Match			Non Res


			January-00			Assembly - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			Asm			Assembly			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Clinic - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			Cli			Health/Medical - Clinic			NON_RES			Direct Match			Non Res


			January-00			Education - Community College - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			ECC			Education - Community College			NON_RES			Direct Match			Non Res


			January-00			Education - Primary School - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			Epr			Education - Primary School			NON_RES			Direct Match			Non Res


			January-00			Education - Relocatable Classroom - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			ERC			Education - Relocatable Classroom			NON_RES			Direct Match			Non Res


			January-00			Education - Secondary School - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			Ese			Education - Secondary School			NON_RES			Direct Match			Non Res


			January-00			Education - University - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			Eun			Education - University			NON_RES			Direct Match			Non Res


			January-00			Food Store - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			FSt			Food Store			NON_RES			Direct Match			Non Res


			January-00			Grocery - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			Gro			Grocery			NON_RES			Direct Match			Non Res


			January-00			Lodging - Guest Rooms - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			GsR			Lodging - Guest Rooms			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Hospital - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			Hsp			Health/Medical - Hospital			NON_RES			Direct Match			Non Res


			January-00			Lodging - Hotel - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			Htl			Lodging - Hotel			NON_RES			Direct Match			Non Res


			January-00			Industrial - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			Ind			Industrial			NON_RES			Direct Match			Non Res


			January-00			Manufacturing - Bio/Tech - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			MBT			Manufacturing - Bio/Tech			NON_RES			Direct Match			Non Res


			January-00			Misc - Commercial - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			MiC			Misc - Commercial			NON_RES			Direct Match			Non Res


			January-00			Manufacturing - Light Industrial - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			MLI			Manufacturing - Light Industrial			NON_RES			Direct Match			Non Res


			January-00			Lodging - Motel - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			Mtl			Lodging - Motel			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Nursing Home - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			Nrs			Health/Medical - Nursing Home			NON_RES			Direct Match			Non Res


			January-00			Office - Large - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			OfL			Office - Large			NON_RES			Direct Match			Non Res


			January-00			Office - Small - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			OfS			Office - Small			NON_RES			Direct Match			Non Res


			January-00			Restaurant - Fast-Food - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			RFF			Restaurant - Fast-Food			NON_RES			Direct Match			Non Res


			January-00			Restaurant - Sit-Down - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			RSD			Restaurant - Sit-Down			NON_RES			Direct Match			Non Res


			January-00			Retail - Multistory Large - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			Rt3			Retail - Multistory Large			NON_RES			Direct Match			Non Res


			January-00			Retail - Single-Story Large - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			RtL			Retail - Single-Story Large			NON_RES			Direct Match			Non Res


			January-00			Retail - Small - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			RtS			Retail - Small			NON_RES			Direct Match			Non Res


			January-00			Storage - Conditioned - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			SCn			Storage - Conditioned			NON_RES			Direct Match			Non Res


			January-00			Storage - Unconditioned - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			Sun			Storage - Unconditioned			NON_RES			Direct Match			Non Res


			January-00			Transportation - Communication - Utilities - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			TCU			Transportation - Communication - Utilities			NON_RES			Direct Match			Non Res


			January-00			Warehouse - Refrigerated - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			WRf			Warehouse - Refrigerated			NON_RES			Direct Match			Non Res


			January-00			Residential Mobile Home - Double-Wide - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			DMO			Residential Mobile Home - Double-Wide			RES			Direct Match			Res


			January-00			Residential Multi-family - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			MFM			Residential Multi-family			RES			Direct Match			Res


			January-00			Residential Single Family - DEER:HVAC_Duct_Sealing			DEER:HVAC_Duct_Sealing			SFM			Residential Single Family			RES			Direct Match			Res


			January-00			Agricultural - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			Agr			Agricultural			RES			Approximation			Res


			January-00			Assembly - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			Asm			Assembly			RES			Approximation			Res


			January-00			Health/Medical - Clinic - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			Cli			Health/Medical - Clinic			RES			Approximation			Res


			January-00			Education - Community College - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			ECC			Education - Community College			RES			Approximation			Res


			January-00			Education - Primary School - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			Epr			Education - Primary School			RES			Approximation			Res


			January-00			Education - Relocatable Classroom - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			ERC			Education - Relocatable Classroom			RES			Approximation			Res


			January-00			Education - Secondary School - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			Ese			Education - Secondary School			RES			Approximation			Res


			January-00			Education - University - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			Eun			Education - University			RES			Approximation			Res


			January-00			Food Store - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			FSt			Food Store			RES			Approximation			Res


			January-00			Grocery - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			Gro			Grocery			RES			Approximation			Res


			January-00			Lodging - Guest Rooms - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			GsR			Lodging - Guest Rooms			RES			Approximation			Res


			January-00			Health/Medical - Hospital - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			Hsp			Health/Medical - Hospital			RES			Approximation			Res


			January-00			Lodging - Hotel - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			Htl			Lodging - Hotel			RES			Approximation			Res


			January-00			Industrial - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			Ind			Industrial			RES			Approximation			Res


			January-00			Manufacturing - Bio/Tech - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			MBT			Manufacturing - Bio/Tech			RES			Approximation			Res


			January-00			Misc - Commercial - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			MiC			Misc - Commercial			RES			Approximation			Res


			January-00			Manufacturing - Light Industrial - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			MLI			Manufacturing - Light Industrial			RES			Approximation			Res


			January-00			Lodging - Motel - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			Mtl			Lodging - Motel			RES			Approximation			Res


			January-00			Health/Medical - Nursing Home - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			Nrs			Health/Medical - Nursing Home			RES			Approximation			Res


			January-00			Office - Large - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			OfL			Office - Large			RES			Approximation			Res


			January-00			Office - Small - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			OfS			Office - Small			RES			Approximation			Res


			January-00			Restaurant - Fast-Food - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			RFF			Restaurant - Fast-Food			RES			Approximation			Res


			January-00			Restaurant - Sit-Down - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			RSD			Restaurant - Sit-Down			RES			Approximation			Res


			January-00			Retail - Multistory Large - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			Rt3			Retail - Multistory Large			RES			Approximation			Res


			January-00			Retail - Single-Story Large - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			RtL			Retail - Single-Story Large			RES			Approximation			Res


			January-00			Retail - Small - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			RtS			Retail - Small			RES			Approximation			Res


			January-00			Storage - Conditioned - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			SCn			Storage - Conditioned			RES			Approximation			Res


			January-00			Storage - Unconditioned - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			Sun			Storage - Unconditioned			RES			Approximation			Res


			January-00			Transportation - Communication - Utilities - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			TCU			Transportation - Communication - Utilities			RES			Approximation			Res


			January-00			Warehouse - Refrigerated - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			WRf			Warehouse - Refrigerated			RES			Approximation			Res


			January-00			Residential Mobile Home - Double-Wide - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			DMO			Residential Mobile Home - Double-Wide			RES			Direct Match			Res


			January-00			Residential Multi-family - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			MFM			Residential Multi-family			RES			Direct Match			Res


			January-00			Residential Single Family - DEER:HVAC_Eff_AC			DEER:HVAC_Eff_AC			SFM			Residential Single Family			RES			Direct Match			Res


			January-00			Agricultural - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			Agr			Agricultural			RES			Approximation			Res


			January-00			Assembly - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			Asm			Assembly			RES			Approximation			Res


			January-00			Health/Medical - Clinic - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			Cli			Health/Medical - Clinic			RES			Approximation			Res


			January-00			Education - Community College - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			ECC			Education - Community College			RES			Approximation			Res


			January-00			Education - Primary School - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			Epr			Education - Primary School			RES			Approximation			Res


			January-00			Education - Relocatable Classroom - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			ERC			Education - Relocatable Classroom			RES			Approximation			Res


			January-00			Education - Secondary School - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			Ese			Education - Secondary School			RES			Approximation			Res


			January-00			Education - University - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			Eun			Education - University			RES			Approximation			Res


			January-00			Food Store - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			FSt			Food Store			RES			Approximation			Res


			January-00			Grocery - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			Gro			Grocery			RES			Approximation			Res


			January-00			Lodging - Guest Rooms - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			GsR			Lodging - Guest Rooms			RES			Approximation			Res


			January-00			Health/Medical - Hospital - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			Hsp			Health/Medical - Hospital			RES			Approximation			Res


			January-00			Lodging - Hotel - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			Htl			Lodging - Hotel			RES			Approximation			Res


			January-00			Industrial - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			Ind			Industrial			RES			Approximation			Res


			January-00			Manufacturing - Bio/Tech - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			MBT			Manufacturing - Bio/Tech			RES			Approximation			Res


			January-00			Misc - Commercial - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			MiC			Misc - Commercial			RES			Approximation			Res


			January-00			Manufacturing - Light Industrial - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			MLI			Manufacturing - Light Industrial			RES			Approximation			Res


			January-00			Lodging - Motel - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			Mtl			Lodging - Motel			RES			Approximation			Res


			January-00			Health/Medical - Nursing Home - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			Nrs			Health/Medical - Nursing Home			RES			Approximation			Res


			January-00			Office - Large - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			OfL			Office - Large			RES			Approximation			Res


			January-00			Office - Small - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			OfS			Office - Small			RES			Approximation			Res


			January-00			Restaurant - Fast-Food - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			RFF			Restaurant - Fast-Food			RES			Approximation			Res


			January-00			Restaurant - Sit-Down - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			RSD			Restaurant - Sit-Down			RES			Approximation			Res


			January-00			Retail - Multistory Large - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			Rt3			Retail - Multistory Large			RES			Approximation			Res


			January-00			Retail - Single-Story Large - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			RtL			Retail - Single-Story Large			RES			Approximation			Res


			January-00			Retail - Small - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			RtS			Retail - Small			RES			Approximation			Res


			January-00			Storage - Conditioned - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			SCn			Storage - Conditioned			RES			Approximation			Res


			January-00			Storage - Unconditioned - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			Sun			Storage - Unconditioned			RES			Approximation			Res


			January-00			Transportation - Communication - Utilities - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			TCU			Transportation - Communication - Utilities			RES			Approximation			Res


			January-00			Warehouse - Refrigerated - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			WRf			Warehouse - Refrigerated			RES			Approximation			Res


			January-00			Residential Mobile Home - Double-Wide - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			DMO			Residential Mobile Home - Double-Wide			RES			Direct Match			Res


			January-00			Residential Multi-family - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			MFM			Residential Multi-family			RES			Direct Match			Res


			January-00			Residential Single Family - DEER:HVAC_Eff_HP			DEER:HVAC_Eff_HP			SFM			Residential Single Family			RES			Direct Match			Res


			January-00			Agricultural - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			Agr			Agricultural			NON_RES			Direct Match			Non Res


			January-00			Assembly - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			Asm			Assembly			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Clinic - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			Cli			Health/Medical - Clinic			NON_RES			Direct Match			Non Res


			January-00			Education - Community College - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			ECC			Education - Community College			NON_RES			Direct Match			Non Res


			January-00			Education - Primary School - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			Epr			Education - Primary School			NON_RES			Direct Match			Non Res


			January-00			Education - Relocatable Classroom - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			ERC			Education - Relocatable Classroom			NON_RES			Direct Match			Non Res


			January-00			Education - Secondary School - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			Ese			Education - Secondary School			NON_RES			Direct Match			Non Res


			January-00			Education - University - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			Eun			Education - University			NON_RES			Direct Match			Non Res


			January-00			Food Store - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			FSt			Food Store			NON_RES			Direct Match			Non Res


			January-00			Grocery - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			Gro			Grocery			NON_RES			Direct Match			Non Res


			January-00			Lodging - Guest Rooms - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			GsR			Lodging - Guest Rooms			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Hospital - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			Hsp			Health/Medical - Hospital			NON_RES			Direct Match			Non Res


			January-00			Lodging - Hotel - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			Htl			Lodging - Hotel			NON_RES			Direct Match			Non Res


			January-00			Industrial - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			Ind			Industrial			NON_RES			Direct Match			Non Res


			January-00			Manufacturing - Bio/Tech - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			MBT			Manufacturing - Bio/Tech			NON_RES			Direct Match			Non Res


			January-00			Misc - Commercial - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			MiC			Misc - Commercial			NON_RES			Direct Match			Non Res


			January-00			Manufacturing - Light Industrial - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			MLI			Manufacturing - Light Industrial			NON_RES			Direct Match			Non Res


			January-00			Lodging - Motel - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			Mtl			Lodging - Motel			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Nursing Home - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			Nrs			Health/Medical - Nursing Home			NON_RES			Direct Match			Non Res


			January-00			Office - Large - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			OfL			Office - Large			NON_RES			Direct Match			Non Res


			January-00			Office - Small - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			OfS			Office - Small			NON_RES			Direct Match			Non Res


			January-00			Restaurant - Fast-Food - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			RFF			Restaurant - Fast-Food			NON_RES			Direct Match			Non Res


			January-00			Restaurant - Sit-Down - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			RSD			Restaurant - Sit-Down			NON_RES			Direct Match			Non Res


			January-00			Retail - Multistory Large - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			Rt3			Retail - Multistory Large			NON_RES			Direct Match			Non Res


			January-00			Retail - Single-Story Large - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			RtL			Retail - Single-Story Large			NON_RES			Direct Match			Non Res


			January-00			Retail - Small - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			RtS			Retail - Small			NON_RES			Direct Match			Non Res


			January-00			Storage - Conditioned - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			SCn			Storage - Conditioned			NON_RES			Direct Match			Non Res


			January-00			Storage - Unconditioned - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			Sun			Storage - Unconditioned			NON_RES			Direct Match			Non Res


			January-00			Transportation - Communication - Utilities - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			TCU			Transportation - Communication - Utilities			NON_RES			Direct Match			Non Res


			January-00			Warehouse - Refrigerated - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			WRf			Warehouse - Refrigerated			NON_RES			Direct Match			Non Res


			January-00			Residential Mobile Home - Double-Wide - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			DMO			Residential Mobile Home - Double-Wide			RES			Direct Match			Res


			January-00			Residential Multi-family - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			MFM			Residential Multi-family			RES			Direct Match			Res


			January-00			Residential Single Family - DEER:HVAC_Refrig_Charge			DEER:HVAC_Refrig_Charge			SFM			Residential Single Family			RES			Direct Match			Res


			January-00			Agricultural - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			Agr			Agricultural			NON_RES			Direct Match			Non Res


			January-00			Assembly - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			Asm			Assembly			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Clinic - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			Cli			Health/Medical - Clinic			NON_RES			Direct Match			Non Res


			January-00			Education - Community College - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			ECC			Education - Community College			NON_RES			Direct Match			Non Res


			January-00			Education - Primary School - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			Epr			Education - Primary School			NON_RES			Direct Match			Non Res


			January-00			Education - Relocatable Classroom - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			ERC			Education - Relocatable Classroom			NON_RES			Direct Match			Non Res


			January-00			Education - Secondary School - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			Ese			Education - Secondary School			NON_RES			Direct Match			Non Res


			January-00			Education - University - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			Eun			Education - University			NON_RES			Direct Match			Non Res


			January-00			Food Store - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			FSt			Food Store			NON_RES			Direct Match			Non Res


			January-00			Grocery - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			Gro			Grocery			NON_RES			Direct Match			Non Res


			January-00			Lodging - Guest Rooms - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			GsR			Lodging - Guest Rooms			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Hospital - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			Hsp			Health/Medical - Hospital			NON_RES			Direct Match			Non Res


			January-00			Lodging - Hotel - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			Htl			Lodging - Hotel			NON_RES			Direct Match			Non Res


			January-00			Industrial - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			Ind			Industrial			NON_RES			Direct Match			Non Res


			January-00			Manufacturing - Bio/Tech - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			MBT			Manufacturing - Bio/Tech			NON_RES			Direct Match			Non Res


			January-00			Misc - Commercial - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			MiC			Misc - Commercial			NON_RES			Direct Match			Non Res


			January-00			Manufacturing - Light Industrial - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			MLI			Manufacturing - Light Industrial			NON_RES			Direct Match			Non Res


			January-00			Lodging - Motel - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			Mtl			Lodging - Motel			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Nursing Home - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			Nrs			Health/Medical - Nursing Home			NON_RES			Direct Match			Non Res


			January-00			Office - Large - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			OfL			Office - Large			NON_RES			Direct Match			Non Res


			January-00			Office - Small - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			OfS			Office - Small			NON_RES			Direct Match			Non Res


			January-00			Restaurant - Fast-Food - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			RFF			Restaurant - Fast-Food			NON_RES			Direct Match			Non Res


			January-00			Restaurant - Sit-Down - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			RSD			Restaurant - Sit-Down			NON_RES			Direct Match			Non Res


			January-00			Retail - Multistory Large - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			Rt3			Retail - Multistory Large			NON_RES			Direct Match			Non Res


			January-00			Retail - Single-Story Large - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			RtL			Retail - Single-Story Large			NON_RES			Direct Match			Non Res


			January-00			Retail - Small - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			RtS			Retail - Small			NON_RES			Direct Match			Non Res


			January-00			Storage - Conditioned - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			SCn			Storage - Conditioned			NON_RES			Direct Match			Non Res


			January-00			Storage - Unconditioned - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			Sun			Storage - Unconditioned			NON_RES			Direct Match			Non Res


			January-00			Transportation - Communication - Utilities - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			TCU			Transportation - Communication - Utilities			NON_RES			Direct Match			Non Res


			January-00			Warehouse - Refrigerated - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			WRf			Warehouse - Refrigerated			NON_RES			Direct Match			Non Res


			January-00			Residential Mobile Home - Double-Wide - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			DMO			Residential Mobile Home - Double-Wide			NON_RES			Approximation			Non Res


			January-00			Residential Multi-family - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			MFM			Residential Multi-family			NON_RES			Approximation			Non Res


			January-00			Residential Single Family - DEER:HVAC_Split-Package_AC			DEER:HVAC_Split-Package_AC			SFM			Residential Single Family			NON_RES			Approximation			Non Res


			January-00			Agricultural - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			Agr			Agricultural			NON_RES			Direct Match			Non Res


			January-00			Assembly - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			Asm			Assembly			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Clinic - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			Cli			Health/Medical - Clinic			NON_RES			Direct Match			Non Res


			January-00			Education - Community College - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			ECC			Education - Community College			NON_RES			Direct Match			Non Res


			January-00			Education - Primary School - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			Epr			Education - Primary School			NON_RES			Direct Match			Non Res


			January-00			Education - Relocatable Classroom - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			ERC			Education - Relocatable Classroom			NON_RES			Direct Match			Non Res


			January-00			Education - Secondary School - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			Ese			Education - Secondary School			NON_RES			Direct Match			Non Res


			January-00			Education - University - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			Eun			Education - University			NON_RES			Direct Match			Non Res


			January-00			Food Store - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			FSt			Food Store			NON_RES			Direct Match			Non Res


			January-00			Grocery - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			Gro			Grocery			NON_RES			Direct Match			Non Res


			January-00			Lodging - Guest Rooms - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			GsR			Lodging - Guest Rooms			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Hospital - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			Hsp			Health/Medical - Hospital			NON_RES			Direct Match			Non Res


			January-00			Lodging - Hotel - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			Htl			Lodging - Hotel			NON_RES			Direct Match			Non Res


			January-00			Industrial - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			Ind			Industrial			NON_RES			Direct Match			Non Res


			January-00			Manufacturing - Bio/Tech - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			MBT			Manufacturing - Bio/Tech			NON_RES			Direct Match			Non Res


			January-00			Misc - Commercial - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			MiC			Misc - Commercial			NON_RES			Direct Match			Non Res


			January-00			Manufacturing - Light Industrial - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			MLI			Manufacturing - Light Industrial			NON_RES			Direct Match			Non Res


			January-00			Lodging - Motel - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			Mtl			Lodging - Motel			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Nursing Home - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			Nrs			Health/Medical - Nursing Home			NON_RES			Direct Match			Non Res


			January-00			Office - Large - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			OfL			Office - Large			NON_RES			Direct Match			Non Res


			January-00			Office - Small - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			OfS			Office - Small			NON_RES			Direct Match			Non Res


			January-00			Restaurant - Fast-Food - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			RFF			Restaurant - Fast-Food			NON_RES			Direct Match			Non Res


			January-00			Restaurant - Sit-Down - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			RSD			Restaurant - Sit-Down			NON_RES			Direct Match			Non Res


			January-00			Retail - Multistory Large - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			Rt3			Retail - Multistory Large			NON_RES			Direct Match			Non Res


			January-00			Retail - Single-Story Large - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			RtL			Retail - Single-Story Large			NON_RES			Direct Match			Non Res


			January-00			Retail - Small - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			RtS			Retail - Small			NON_RES			Direct Match			Non Res


			January-00			Storage - Conditioned - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			SCn			Storage - Conditioned			NON_RES			Direct Match			Non Res


			January-00			Storage - Unconditioned - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			Sun			Storage - Unconditioned			NON_RES			Direct Match			Non Res


			January-00			Transportation - Communication - Utilities - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			TCU			Transportation - Communication - Utilities			NON_RES			Direct Match			Non Res


			January-00			Warehouse - Refrigerated - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			WRf			Warehouse - Refrigerated			NON_RES			Direct Match			Non Res


			January-00			Residential Mobile Home - Double-Wide - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			DMO			Residential Mobile Home - Double-Wide			NON_RES			Approximation			Non Res


			January-00			Residential Multi-family - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			MFM			Residential Multi-family			NON_RES			Approximation			Non Res


			January-00			Residential Single Family - DEER:HVAC_Split-Package_HP			DEER:HVAC_Split-Package_HP			SFM			Residential Single Family			NON_RES			Approximation			Non Res


			January-00			Agricultural - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			Agr			Agricultural			NON_RES			Direct Match			Non Res


			January-00			Assembly - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			Asm			Assembly			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Clinic - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			Cli			Health/Medical - Clinic			NON_RES			Direct Match			Non Res


			January-00			Education - Community College - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			ECC			Education - Community College			NON_RES			Direct Match			Non Res


			January-00			Education - Primary School - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			Epr			Education - Primary School			NON_RES			Direct Match			Non Res


			January-00			Education - Relocatable Classroom - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			ERC			Education - Relocatable Classroom			NON_RES			Direct Match			Non Res


			January-00			Education - Secondary School - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			Ese			Education - Secondary School			NON_RES			Direct Match			Non Res


			January-00			Education - University - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			Eun			Education - University			NON_RES			Direct Match			Non Res


			January-00			Food Store - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			FSt			Food Store			NON_RES			Direct Match			Non Res


			January-00			Grocery - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			Gro			Grocery			NON_RES			Direct Match			Non Res


			January-00			Lodging - Guest Rooms - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			GsR			Lodging - Guest Rooms			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Hospital - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			Hsp			Health/Medical - Hospital			NON_RES			Direct Match			Non Res


			January-00			Lodging - Hotel - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			Htl			Lodging - Hotel			NON_RES			Direct Match			Non Res


			January-00			Industrial - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			Ind			Industrial			NON_RES			Direct Match			Non Res


			January-00			Manufacturing - Bio/Tech - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			MBT			Manufacturing - Bio/Tech			NON_RES			Direct Match			Non Res


			January-00			Misc - Commercial - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			MiC			Misc - Commercial			NON_RES			Direct Match			Non Res


			January-00			Manufacturing - Light Industrial - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			MLI			Manufacturing - Light Industrial			NON_RES			Direct Match			Non Res


			January-00			Lodging - Motel - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			Mtl			Lodging - Motel			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Nursing Home - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			Nrs			Health/Medical - Nursing Home			NON_RES			Direct Match			Non Res


			January-00			Office - Large - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			OfL			Office - Large			NON_RES			Direct Match			Non Res


			January-00			Office - Small - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			OfS			Office - Small			NON_RES			Direct Match			Non Res


			January-00			Restaurant - Fast-Food - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			RFF			Restaurant - Fast-Food			NON_RES			Direct Match			Non Res


			January-00			Restaurant - Sit-Down - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			RSD			Restaurant - Sit-Down			NON_RES			Direct Match			Non Res


			January-00			Retail - Multistory Large - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			Rt3			Retail - Multistory Large			NON_RES			Direct Match			Non Res


			January-00			Retail - Single-Story Large - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			RtL			Retail - Single-Story Large			NON_RES			Direct Match			Non Res


			January-00			Retail - Small - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			RtS			Retail - Small			NON_RES			Direct Match			Non Res


			January-00			Storage - Conditioned - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			SCn			Storage - Conditioned			NON_RES			Direct Match			Non Res


			January-00			Storage - Unconditioned - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			Sun			Storage - Unconditioned			NON_RES			Direct Match			Non Res


			January-00			Transportation - Communication - Utilities - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			TCU			Transportation - Communication - Utilities			NON_RES			Direct Match			Non Res


			January-00			Warehouse - Refrigerated - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			WRf			Warehouse - Refrigerated			NON_RES			Direct Match			Non Res


			January-00			Residential Mobile Home - Double-Wide - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			DMO			Residential Mobile Home - Double-Wide			RES			Direct Match			Res


			January-00			Residential Multi-family - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			MFM			Residential Multi-family			RES			Direct Match			Res


			January-00			Residential Single Family - DEER:Indoor_CFL_Ltg			DEER:Indoor_CFL_Ltg			SFM			Residential Single Family			RES			Direct Match			Res


			January-00			Agricultural - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			Agr			Agricultural			NON_RES			Direct Match			Non Res


			January-00			Assembly - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			Asm			Assembly			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Clinic - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			Cli			Health/Medical - Clinic			NON_RES			Direct Match			Non Res


			January-00			Education - Community College - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			ECC			Education - Community College			NON_RES			Direct Match			Non Res


			January-00			Education - Primary School - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			Epr			Education - Primary School			NON_RES			Direct Match			Non Res


			January-00			Education - Relocatable Classroom - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			ERC			Education - Relocatable Classroom			NON_RES			Direct Match			Non Res


			January-00			Education - Secondary School - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			Ese			Education - Secondary School			NON_RES			Direct Match			Non Res


			January-00			Education - University - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			Eun			Education - University			NON_RES			Direct Match			Non Res


			January-00			Food Store - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			FSt			Food Store			NON_RES			Direct Match			Non Res


			January-00			Grocery - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			Gro			Grocery			NON_RES			Direct Match			Non Res


			January-00			Lodging - Guest Rooms - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			GsR			Lodging - Guest Rooms			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Hospital - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			Hsp			Health/Medical - Hospital			NON_RES			Direct Match			Non Res


			January-00			Lodging - Hotel - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			Htl			Lodging - Hotel			NON_RES			Direct Match			Non Res


			January-00			Industrial - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			Ind			Industrial			NON_RES			Direct Match			Non Res


			January-00			Manufacturing - Bio/Tech - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			MBT			Manufacturing - Bio/Tech			NON_RES			Direct Match			Non Res


			January-00			Misc - Commercial - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			MiC			Misc - Commercial			NON_RES			Direct Match			Non Res


			January-00			Manufacturing - Light Industrial - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			MLI			Manufacturing - Light Industrial			NON_RES			Direct Match			Non Res


			January-00			Lodging - Motel - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			Mtl			Lodging - Motel			NON_RES			Direct Match			Non Res


			January-00			Health/Medical - Nursing Home - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			Nrs			Health/Medical - Nursing Home			NON_RES			Direct Match			Non Res


			January-00			Office - Large - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			OfL			Office - Large			NON_RES			Direct Match			Non Res


			January-00			Office - Small - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			OfS			Office - Small			NON_RES			Direct Match			Non Res


			January-00			Restaurant - Fast-Food - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			RFF			Restaurant - Fast-Food			NON_RES			Direct Match			Non Res


			January-00			Restaurant - Sit-Down - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			RSD			Restaurant - Sit-Down			NON_RES			Direct Match			Non Res


			January-00			Retail - Multistory Large - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			Rt3			Retail - Multistory Large			NON_RES			Direct Match			Non Res


			January-00			Retail - Single-Story Large - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			RtL			Retail - Single-Story Large			NON_RES			Direct Match			Non Res


			January-00			Retail - Small - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			RtS			Retail - Small			NON_RES			Direct Match			Non Res


			January-00			Storage - Conditioned - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			SCn			Storage - Conditioned			NON_RES			Direct Match			Non Res


			January-00			Storage - Unconditioned - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			Sun			Storage - Unconditioned			NON_RES			Direct Match			Non Res


			January-00			Transportation - Communication - Utilities - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			TCU			Transportation - Communication - Utilities			NON_RES			Direct Match			Non Res


			January-00			Warehouse - Refrigerated - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			WRf			Warehouse - Refrigerated			NON_RES			Direct Match			Non Res


			January-00			Residential Mobile Home - Double-Wide - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			DMO			Residential Mobile Home - Double-Wide			NON_RES			Approximation			Non Res


			January-00			Residential Multi-family - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			MFM			Residential Multi-family			NON_RES			Approximation			Non Res


			January-00			Residential Single Family - DEER:Indoor_Non-CFL_Ltg			DEER:Indoor_Non-CFL_Ltg			SFM			Residential Single Family			NON_RES			Approximation			Non Res


			January-00			Agricultural - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			Agr			Agricultural			RES			Approximation			Res


			January-00			Assembly - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			Asm			Assembly			RES			Approximation			Res


			January-00			Health/Medical - Clinic - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			Cli			Health/Medical - Clinic			RES			Approximation			Res


			January-00			Education - Community College - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			ECC			Education - Community College			RES			Approximation			Res


			January-00			Education - Primary School - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			Epr			Education - Primary School			RES			Approximation			Res


			January-00			Education - Relocatable Classroom - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			ERC			Education - Relocatable Classroom			RES			Approximation			Res


			January-00			Education - Secondary School - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			Ese			Education - Secondary School			RES			Approximation			Res


			January-00			Education - University - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			Eun			Education - University			RES			Approximation			Res


			January-00			Food Store - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			FSt			Food Store			RES			Approximation			Res


			January-00			Grocery - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			Gro			Grocery			RES			Approximation			Res


			January-00			Lodging - Guest Rooms - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			GsR			Lodging - Guest Rooms			RES			Approximation			Res


			January-00			Health/Medical - Hospital - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			Hsp			Health/Medical - Hospital			RES			Approximation			Res


			January-00			Lodging - Hotel - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			Htl			Lodging - Hotel			RES			Approximation			Res


			January-00			Industrial - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			Ind			Industrial			RES			Approximation			Res


			January-00			Manufacturing - Bio/Tech - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			MBT			Manufacturing - Bio/Tech			RES			Approximation			Res


			January-00			Misc - Commercial - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			MiC			Misc - Commercial			RES			Approximation			Res


			January-00			Manufacturing - Light Industrial - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			MLI			Manufacturing - Light Industrial			RES			Approximation			Res


			January-00			Lodging - Motel - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			Mtl			Lodging - Motel			RES			Approximation			Res


			January-00			Health/Medical - Nursing Home - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			Nrs			Health/Medical - Nursing Home			RES			Approximation			Res


			January-00			Office - Large - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			OfL			Office - Large			RES			Approximation			Res


			January-00			Office - Small - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			OfS			Office - Small			RES			Approximation			Res


			January-00			Restaurant - Fast-Food - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			RFF			Restaurant - Fast-Food			RES			Approximation			Res


			January-00			Restaurant - Sit-Down - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			RSD			Restaurant - Sit-Down			RES			Approximation			Res


			January-00			Retail - Multistory Large - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			Rt3			Retail - Multistory Large			RES			Approximation			Res


			January-00			Retail - Single-Story Large - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			RtL			Retail - Single-Story Large			RES			Approximation			Res


			January-00			Retail - Small - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			RtS			Retail - Small			RES			Approximation			Res


			January-00			Storage - Conditioned - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			SCn			Storage - Conditioned			RES			Approximation			Res


			January-00			Storage - Unconditioned - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			Sun			Storage - Unconditioned			RES			Approximation			Res


			January-00			Transportation - Communication - Utilities - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			TCU			Transportation - Communication - Utilities			RES			Approximation			Res


			January-00			Warehouse - Refrigerated - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			WRf			Warehouse - Refrigerated			RES			Approximation			Res


			January-00			Residential Mobile Home - Double-Wide - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			DMO			Residential Mobile Home - Double-Wide			RES			Direct Match			Res


			January-00			Residential Multi-family - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			MFM			Residential Multi-family			RES			Direct Match			Res


			January-00			Residential Single Family - DEER:Refg_Chrg_Duct_Seal			DEER:Refg_Chrg_Duct_Seal			SFM			Residential Single Family			RES			Direct Match			Res


			January-00			Agricultural - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			Agr			Agricultural			RES			Approximation			Res


			January-00			Assembly - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			Asm			Assembly			RES			Approximation			Res


			January-00			Health/Medical - Clinic - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			Cli			Health/Medical - Clinic			RES			Approximation			Res


			January-00			Education - Community College - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			ECC			Education - Community College			RES			Approximation			Res


			January-00			Education - Primary School - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			Epr			Education - Primary School			RES			Approximation			Res


			January-00			Education - Relocatable Classroom - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			ERC			Education - Relocatable Classroom			RES			Approximation			Res


			January-00			Education - Secondary School - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			Ese			Education - Secondary School			RES			Approximation			Res


			January-00			Education - University - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			Eun			Education - University			RES			Approximation			Res


			January-00			Food Store - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			FSt			Food Store			RES			Approximation			Res


			January-00			Grocery - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			Gro			Grocery			RES			Approximation			Res


			January-00			Lodging - Guest Rooms - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			GsR			Lodging - Guest Rooms			RES			Approximation			Res


			January-00			Health/Medical - Hospital - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			Hsp			Health/Medical - Hospital			RES			Approximation			Res


			January-00			Lodging - Hotel - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			Htl			Lodging - Hotel			RES			Approximation			Res


			January-00			Industrial - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			Ind			Industrial			RES			Approximation			Res


			January-00			Manufacturing - Bio/Tech - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			MBT			Manufacturing - Bio/Tech			RES			Approximation			Res


			January-00			Misc - Commercial - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			MiC			Misc - Commercial			RES			Approximation			Res


			January-00			Manufacturing - Light Industrial - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			MLI			Manufacturing - Light Industrial			RES			Approximation			Res


			January-00			Lodging - Motel - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			Mtl			Lodging - Motel			RES			Approximation			Res


			January-00			Health/Medical - Nursing Home - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			Nrs			Health/Medical - Nursing Home			RES			Approximation			Res


			January-00			Office - Large - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			OfL			Office - Large			RES			Approximation			Res


			January-00			Office - Small - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			OfS			Office - Small			RES			Approximation			Res


			January-00			Restaurant - Fast-Food - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			RFF			Restaurant - Fast-Food			RES			Approximation			Res


			January-00			Restaurant - Sit-Down - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			RSD			Restaurant - Sit-Down			RES			Approximation			Res


			January-00			Retail - Multistory Large - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			Rt3			Retail - Multistory Large			RES			Approximation			Res


			January-00			Retail - Single-Story Large - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			RtL			Retail - Single-Story Large			RES			Approximation			Res


			January-00			Retail - Small - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			RtS			Retail - Small			RES			Approximation			Res


			January-00			Storage - Conditioned - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			SCn			Storage - Conditioned			RES			Approximation			Res


			January-00			Storage - Unconditioned - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			Sun			Storage - Unconditioned			RES			Approximation			Res


			January-00			Transportation - Communication - Utilities - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			TCU			Transportation - Communication - Utilities			RES			Approximation			Res


			January-00			Warehouse - Refrigerated - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			WRf			Warehouse - Refrigerated			RES			Approximation			Res


			January-00			Residential Mobile Home - Double-Wide - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			DMO			Residential Mobile Home - Double-Wide			RES			Direct Match			Res


			January-00			Residential Multi-family - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			MFM			Residential Multi-family			RES			Direct Match			Res


			January-00			Residential Single Family - DEER:RefgFrzr_HighEff			DEER:RefgFrzr_HighEff			SFM			Residential Single Family			RES			Direct Match			Res


			January-00			Agricultural - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			Agr			Agricultural			RES			Approximation			Res


			January-00			Assembly - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			Asm			Assembly			RES			Approximation			Res


			January-00			Health/Medical - Clinic - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			Cli			Health/Medical - Clinic			RES			Approximation			Res


			January-00			Education - Community College - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			ECC			Education - Community College			RES			Approximation			Res


			January-00			Education - Primary School - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			Epr			Education - Primary School			RES			Approximation			Res


			January-00			Education - Relocatable Classroom - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			ERC			Education - Relocatable Classroom			RES			Approximation			Res


			January-00			Education - Secondary School - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			Ese			Education - Secondary School			RES			Approximation			Res


			January-00			Education - University - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			Eun			Education - University			RES			Approximation			Res


			January-00			Food Store - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			FSt			Food Store			RES			Approximation			Res


			January-00			Grocery - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			Gro			Grocery			RES			Approximation			Res


			January-00			Lodging - Guest Rooms - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			GsR			Lodging - Guest Rooms			RES			Approximation			Res


			January-00			Health/Medical - Hospital - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			Hsp			Health/Medical - Hospital			RES			Approximation			Res


			January-00			Lodging - Hotel - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			Htl			Lodging - Hotel			RES			Approximation			Res


			January-00			Industrial - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			Ind			Industrial			RES			Approximation			Res


			January-00			Manufacturing - Bio/Tech - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			MBT			Manufacturing - Bio/Tech			RES			Approximation			Res


			January-00			Misc - Commercial - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			MiC			Misc - Commercial			RES			Approximation			Res


			January-00			Manufacturing - Light Industrial - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			MLI			Manufacturing - Light Industrial			RES			Approximation			Res


			January-00			Lodging - Motel - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			Mtl			Lodging - Motel			RES			Approximation			Res


			January-00			Health/Medical - Nursing Home - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			Nrs			Health/Medical - Nursing Home			RES			Approximation			Res


			January-00			Office - Large - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			OfL			Office - Large			RES			Approximation			Res


			January-00			Office - Small - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			OfS			Office - Small			RES			Approximation			Res


			January-00			Restaurant - Fast-Food - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			RFF			Restaurant - Fast-Food			RES			Approximation			Res


			January-00			Restaurant - Sit-Down - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			RSD			Restaurant - Sit-Down			RES			Approximation			Res


			January-00			Retail - Multistory Large - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			Rt3			Retail - Multistory Large			RES			Approximation			Res


			January-00			Retail - Single-Story Large - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			RtL			Retail - Single-Story Large			RES			Approximation			Res


			January-00			Retail - Small - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			RtS			Retail - Small			RES			Approximation			Res


			January-00			Storage - Conditioned - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			SCn			Storage - Conditioned			RES			Approximation			Res


			January-00			Storage - Unconditioned - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			Sun			Storage - Unconditioned			RES			Approximation			Res


			January-00			Transportation - Communication - Utilities - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			TCU			Transportation - Communication - Utilities			RES			Approximation			Res


			January-00			Warehouse - Refrigerated - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			WRf			Warehouse - Refrigerated			RES			Approximation			Res


			January-00			Residential Mobile Home - Double-Wide - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			DMO			Residential Mobile Home - Double-Wide			RES			Direct Match			Res


			January-00			Residential Multi-family - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			MFM			Residential Multi-family			RES			Direct Match			Res


			January-00			Residential Single Family - DEER:RefgFrzr_Recyc-Conditioned			DEER:RefgFrzr_Recyc-Conditioned			SFM			Residential Single Family			RES			Direct Match			Res


			January-00			Agricultural - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			Agr			Agricultural			RES			Approximation			Res


			January-00			Assembly - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			Asm			Assembly			RES			Approximation			Res


			January-00			Health/Medical - Clinic - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			Cli			Health/Medical - Clinic			RES			Approximation			Res


			January-00			Education - Community College - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			ECC			Education - Community College			RES			Approximation			Res


			January-00			Education - Primary School - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			Epr			Education - Primary School			RES			Approximation			Res


			January-00			Education - Relocatable Classroom - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			ERC			Education - Relocatable Classroom			RES			Approximation			Res


			January-00			Education - Secondary School - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			Ese			Education - Secondary School			RES			Approximation			Res


			January-00			Education - University - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			Eun			Education - University			RES			Approximation			Res


			January-00			Food Store - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			FSt			Food Store			RES			Approximation			Res


			January-00			Grocery - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			Gro			Grocery			RES			Approximation			Res


			January-00			Lodging - Guest Rooms - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			GsR			Lodging - Guest Rooms			RES			Approximation			Res


			January-00			Health/Medical - Hospital - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			Hsp			Health/Medical - Hospital			RES			Approximation			Res


			January-00			Lodging - Hotel - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			Htl			Lodging - Hotel			RES			Approximation			Res


			January-00			Industrial - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			Ind			Industrial			RES			Approximation			Res


			January-00			Manufacturing - Bio/Tech - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			MBT			Manufacturing - Bio/Tech			RES			Approximation			Res


			January-00			Misc - Commercial - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			MiC			Misc - Commercial			RES			Approximation			Res


			January-00			Manufacturing - Light Industrial - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			MLI			Manufacturing - Light Industrial			RES			Approximation			Res


			January-00			Lodging - Motel - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			Mtl			Lodging - Motel			RES			Approximation			Res


			January-00			Health/Medical - Nursing Home - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			Nrs			Health/Medical - Nursing Home			RES			Approximation			Res


			January-00			Office - Large - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			OfL			Office - Large			RES			Approximation			Res


			January-00			Office - Small - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			OfS			Office - Small			RES			Approximation			Res


			January-00			Restaurant - Fast-Food - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			RFF			Restaurant - Fast-Food			RES			Approximation			Res


			January-00			Restaurant - Sit-Down - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			RSD			Restaurant - Sit-Down			RES			Approximation			Res


			January-00			Retail - Multistory Large - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			Rt3			Retail - Multistory Large			RES			Approximation			Res


			January-00			Retail - Single-Story Large - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			RtL			Retail - Single-Story Large			RES			Approximation			Res


			January-00			Retail - Small - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			RtS			Retail - Small			RES			Approximation			Res


			January-00			Storage - Conditioned - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			SCn			Storage - Conditioned			RES			Approximation			Res


			January-00			Storage - Unconditioned - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			Sun			Storage - Unconditioned			RES			Approximation			Res


			January-00			Transportation - Communication - Utilities - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			TCU			Transportation - Communication - Utilities			RES			Approximation			Res


			January-00			Warehouse - Refrigerated - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			WRf			Warehouse - Refrigerated			RES			Approximation			Res


			January-00			Residential Mobile Home - Double-Wide - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			DMO			Residential Mobile Home - Double-Wide			RES			Direct Match			Res


			January-00			Residential Multi-family - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			MFM			Residential Multi-family			RES			Direct Match			Res


			January-00			Residential Single Family - DEER:RefgFrzr_Recycling			DEER:RefgFrzr_Recycling			SFM			Residential Single Family			RES			Direct Match			Res


			January-00			Agricultural - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			Agr			Agricultural			RES			Approximation			Res


			January-00			Assembly - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			Asm			Assembly			RES			Approximation			Res


			January-00			Health/Medical - Clinic - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			Cli			Health/Medical - Clinic			RES			Approximation			Res


			January-00			Education - Community College - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			ECC			Education - Community College			RES			Approximation			Res


			January-00			Education - Primary School - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			Epr			Education - Primary School			RES			Approximation			Res


			January-00			Education - Relocatable Classroom - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			ERC			Education - Relocatable Classroom			RES			Approximation			Res


			January-00			Education - Secondary School - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			Ese			Education - Secondary School			RES			Approximation			Res


			January-00			Education - University - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			Eun			Education - University			RES			Approximation			Res


			January-00			Food Store - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			FSt			Food Store			RES			Approximation			Res


			January-00			Grocery - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			Gro			Grocery			RES			Approximation			Res


			January-00			Lodging - Guest Rooms - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			GsR			Lodging - Guest Rooms			RES			Approximation			Res


			January-00			Health/Medical - Hospital - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			Hsp			Health/Medical - Hospital			RES			Approximation			Res


			January-00			Lodging - Hotel - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			Htl			Lodging - Hotel			RES			Approximation			Res


			January-00			Industrial - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			Ind			Industrial			RES			Approximation			Res


			January-00			Manufacturing - Bio/Tech - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			MBT			Manufacturing - Bio/Tech			RES			Approximation			Res


			January-00			Misc - Commercial - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			MiC			Misc - Commercial			RES			Approximation			Res


			January-00			Manufacturing - Light Industrial - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			MLI			Manufacturing - Light Industrial			RES			Approximation			Res


			January-00			Lodging - Motel - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			Mtl			Lodging - Motel			RES			Approximation			Res


			January-00			Health/Medical - Nursing Home - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			Nrs			Health/Medical - Nursing Home			RES			Approximation			Res


			January-00			Office - Large - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			OfL			Office - Large			RES			Approximation			Res


			January-00			Office - Small - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			OfS			Office - Small			RES			Approximation			Res


			January-00			Restaurant - Fast-Food - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			RFF			Restaurant - Fast-Food			RES			Approximation			Res


			January-00			Restaurant - Sit-Down - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			RSD			Restaurant - Sit-Down			RES			Approximation			Res


			January-00			Retail - Multistory Large - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			Rt3			Retail - Multistory Large			RES			Approximation			Res


			January-00			Retail - Single-Story Large - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			RtL			Retail - Single-Story Large			RES			Approximation			Res


			January-00			Retail - Small - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			RtS			Retail - Small			RES			Approximation			Res


			January-00			Storage - Conditioned - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			SCn			Storage - Conditioned			RES			Approximation			Res


			January-00			Storage - Unconditioned - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			Sun			Storage - Unconditioned			RES			Approximation			Res


			January-00			Transportation - Communication - Utilities - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			TCU			Transportation - Communication - Utilities			RES			Approximation			Res


			January-00			Warehouse - Refrigerated - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			WRf			Warehouse - Refrigerated			RES			Approximation			Res


			January-00			Residential Mobile Home - Double-Wide - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			DMO			Residential Mobile Home - Double-Wide			RES			Direct Match			Res


			January-00			Residential Multi-family - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			MFM			Residential Multi-family			RES			Direct Match			Res


			January-00			Residential Single Family - DEER:RefgFrzr_Recyc-UnConditioned			DEER:RefgFrzr_Recyc-UnConditioned			SFM			Residential Single Family			RES			Direct Match			Res


			January-00			N/A - DHW HtPmp			DHW HtPmp			December-99			N/A			Restaurant			Direct Match			Non Res


			January-00			N/A - DHW HtPmp			DHW HtPmp			December-99			N/A			Non-Refrig._Warehouse			Direct Match			Non Res


			January-00			Agricultural - DHW HtPmp			DHW HtPmp			Agr			Agricultural			Agricultural			Direct Match			Non Res


			January-00			Assembly - DHW HtPmp			DHW HtPmp			Asm			Assembly			Assembly			Direct Match			Non Res


			January-00			Health/Medical - Clinic - DHW HtPmp			DHW HtPmp			Cli			Health/Medical - Clinic			Medical_Clinic			Direct Match			Non Res


			January-00			Education - Community College - DHW HtPmp			DHW HtPmp			ECC			Education - Community College			College_University			Direct Match			Non Res


			January-00			Education - Primary School - DHW HtPmp			DHW HtPmp			Epr			Education - Primary School			K_thru_12_School			Direct Match			Non Res


			January-00			Education - Relocatable Classroom - DHW HtPmp			DHW HtPmp			ERC			Education - Relocatable Classroom			School			Direct Match			Non Res


			January-00			Education - Secondary School - DHW HtPmp			DHW HtPmp			Ese			Education - Secondary School			K_thru_12_School			Direct Match			Non Res


			January-00			Education - University - DHW HtPmp			DHW HtPmp			Eun			Education - University			College_University			Direct Match			Non Res


			January-00			Food Store - DHW HtPmp			DHW HtPmp			FSt			Food Store			Food_Store			Direct Match			Non Res


			January-00			Grocery - DHW HtPmp			DHW HtPmp			Gro			Grocery			Grocery_Store			Direct Match			Non Res


			January-00			Lodging - Guest Rooms - DHW HtPmp			DHW HtPmp			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			January-00			Health/Medical - Hospital - DHW HtPmp			DHW HtPmp			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			January-00			Lodging - Hotel - DHW HtPmp			DHW HtPmp			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			January-00			Industrial - DHW HtPmp			DHW HtPmp			Ind			Industrial			Industrial			Direct Match			Non Res


			January-00			Manufacturing - Bio/Tech - DHW HtPmp			DHW HtPmp			MBT			Manufacturing - Bio/Tech			Industrial			Approximation			Non Res


			January-00			Misc - Commercial - DHW HtPmp			DHW HtPmp			MiC			Misc - Commercial			Misc._Commercial			Direct Match			Non Res


			January-00			Manufacturing - Light Industrial - DHW HtPmp			DHW HtPmp			MLI			Manufacturing - Light Industrial			Industrial			Approximation			Non Res


			January-00			Lodging - Motel - DHW HtPmp			DHW HtPmp			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			January-00			Health/Medical - Nursing Home - DHW HtPmp			DHW HtPmp			Nrs			Health/Medical - Nursing Home			Medical_Clinic			Approximation			Non Res


			January-00			Office - Large - DHW HtPmp			DHW HtPmp			OfL			Office - Large			Large_Office			Direct Match			Non Res


			January-00			Office - Small - DHW HtPmp			DHW HtPmp			OfS			Office - Small			Small_Office			Direct Match			Non Res


			January-00			Restaurant - Fast-Food - DHW HtPmp			DHW HtPmp			RFF			Restaurant - Fast-Food			Fast_Food_Restaurant			Direct Match			Non Res


			January-00			Restaurant - Sit-Down - DHW HtPmp			DHW HtPmp			RSD			Restaurant - Sit-Down			Sit_Down_Restaurant			Direct Match			Non Res


			January-00			Retail - Multistory Large - DHW HtPmp			DHW HtPmp			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			January-00			Retail - Single-Story Large - DHW HtPmp			DHW HtPmp			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			January-00			Retail - Small - DHW HtPmp			DHW HtPmp			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			January-00			Storage - Conditioned - DHW HtPmp			DHW HtPmp			SCn			Storage - Conditioned			Storage_Building			Direct Match			Non Res


			January-00			Storage - Unconditioned - DHW HtPmp			DHW HtPmp			Sun			Storage - Unconditioned			Storage_Building			Direct Match			Non Res


			January-00			Transportation - Communication - Utilities - DHW HtPmp			DHW HtPmp			TCU			Transportation - Communication - Utilities			Trans_Comm_Util			Direct Match			Non Res


			January-00			Warehouse - Refrigerated - DHW HtPmp			DHW HtPmp			WRf			Warehouse - Refrigerated			Refrigerated_Warehouse			Direct Match			Non Res


			January-00			Residential Mobile Home - Double-Wide - DHW HtPmp			DHW HtPmp			DMO			Residential Mobile Home - Double-Wide			Misc._Commercial			Approximation			Non Res


			January-00			Residential Multi-family - DHW HtPmp			DHW HtPmp			MFM			Residential Multi-family			Misc._Commercial			Approximation			Non Res


			January-00			Residential Single Family - DHW HtPmp			DHW HtPmp			SFM			Residential Single Family			Misc._Commercial			Approximation			Non Res


			January-00			Agricultural - Economy_cycle-Ret			Economy_cycle-Ret			Agr			Agricultural			Large_Retail_Store			Approximation			Non Res


			January-00			Assembly - Economy_cycle-Ret			Economy_cycle-Ret			Asm			Assembly			Large_Office			Approximation			Non Res


			January-00			Health/Medical - Clinic - Economy_cycle-Ret			Economy_cycle-Ret			Cli			Health/Medical - Clinic			Small_Office			Approximation			Non Res


			January-00			Education - Community College - Economy_cycle-Ret			Economy_cycle-Ret			ECC			Education - Community College			College_University			Direct Match			Non Res


			January-00			Education - Primary School - Economy_cycle-Ret			Economy_cycle-Ret			Epr			Education - Primary School			Small_Office			Approximation			Non Res


			January-00			Education - Relocatable Classroom - Economy_cycle-Ret			Economy_cycle-Ret			ERC			Education - Relocatable Classroom			Small_Office			Approximation			Non Res


			January-00			Education - Secondary School - Economy_cycle-Ret			Economy_cycle-Ret			Ese			Education - Secondary School			Small_Office			Approximation			Non Res


			January-00			Education - University - Economy_cycle-Ret			Economy_cycle-Ret			Eun			Education - University			College_University			Direct Match			Non Res


			January-00			Food Store - Economy_cycle-Ret			Economy_cycle-Ret			FSt			Food Store			Small_Office			Approximation			Non Res


			January-00			Grocery - Economy_cycle-Ret			Economy_cycle-Ret			Gro			Grocery			Small_Office			Approximation			Non Res


			January-00			Lodging - Guest Rooms - Economy_cycle-Ret			Economy_cycle-Ret			GsR			Lodging - Guest Rooms			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Hospital - Economy_cycle-Ret			Economy_cycle-Ret			Hsp			Health/Medical - Hospital			College_University			Approximation			Non Res


			January-00			Lodging - Hotel - Economy_cycle-Ret			Economy_cycle-Ret			Htl			Lodging - Hotel			Small_Office			Approximation			Non Res


			January-00			Industrial - Economy_cycle-Ret			Economy_cycle-Ret			Ind			Industrial			Large_Office			Approximation			Non Res


			January-00			Manufacturing - Bio/Tech - Economy_cycle-Ret			Economy_cycle-Ret			MBT			Manufacturing - Bio/Tech			Large_Office			Approximation			Non Res


			January-00			Misc - Commercial - Economy_cycle-Ret			Economy_cycle-Ret			MiC			Misc - Commercial			Misc._Commercial			Direct Match			Non Res


			January-00			Manufacturing - Light Industrial - Economy_cycle-Ret			Economy_cycle-Ret			MLI			Manufacturing - Light Industrial			Large_Office			Approximation			Non Res


			January-00			Lodging - Motel - Economy_cycle-Ret			Economy_cycle-Ret			Mtl			Lodging - Motel			Small_Office			Approximation			Non Res


			January-00			Health/Medical - Nursing Home - Economy_cycle-Ret			Economy_cycle-Ret			Nrs			Health/Medical - Nursing Home			Small_Office			Approximation			Non Res


			January-00			Office - Large - Economy_cycle-Ret			Economy_cycle-Ret			OfL			Office - Large			Large_Office			Direct Match			Non Res


			January-00			Office - Small - Economy_cycle-Ret			Economy_cycle-Ret			OfS			Office - Small			Small_Office			Direct Match			Non Res


			January-00			Restaurant - Fast-Food - Economy_cycle-Ret			Economy_cycle-Ret			RFF			Restaurant - Fast-Food			Restaurant			Direct Match			Non Res


			January-00			Restaurant - Sit-Down - Economy_cycle-Ret			Economy_cycle-Ret			RSD			Restaurant - Sit-Down			Restaurant			Direct Match			Non Res


			January-00			Retail - Multistory Large - Economy_cycle-Ret			Economy_cycle-Ret			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			January-00			Retail - Single-Story Large - Economy_cycle-Ret			Economy_cycle-Ret			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			January-00			Retail - Small - Economy_cycle-Ret			Economy_cycle-Ret			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			January-00			Storage - Conditioned - Economy_cycle-Ret			Economy_cycle-Ret			SCn			Storage - Conditioned			Large_Retail_Store			Approximation			Non Res


			January-00			Storage - Unconditioned - Economy_cycle-Ret			Economy_cycle-Ret			Sun			Storage - Unconditioned			Large_Retail_Store			Approximation			Non Res


			January-00			Transportation - Communication - Utilities - Economy_cycle-Ret			Economy_cycle-Ret			TCU			Transportation - Communication - Utilities			Large_Retail_Store			Approximation			Non Res


			January-00			Warehouse - Refrigerated - Economy_cycle-Ret			Economy_cycle-Ret			WRf			Warehouse - Refrigerated			Large_Retail_Store			Approximation			Non Res


			January-00			Residential Mobile Home - Double-Wide - Economy_cycle-Ret			Economy_cycle-Ret			DMO			Residential Mobile Home - Double-Wide			Misc._Commercial			Approximation			Non Res


			January-00			Residential Multi-family - Economy_cycle-Ret			Economy_cycle-Ret			MFM			Residential Multi-family			Misc._Commercial			Approximation			Non Res


			January-00			Residential Single Family - Economy_cycle-Ret			Economy_cycle-Ret			SFM			Residential Single Family			Misc._Commercial			Approximation			Non Res


			January-00			Agricultural - Evap_Cooling-Ret			Evap_Cooling-Ret			Agr			Agricultural			Large_Retail_Store			Approximation			Non Res


			January-00			Assembly - Evap_Cooling-Ret			Evap_Cooling-Ret			Asm			Assembly			Large_Retail_Store			Approximation			Non Res


			January-00			Health/Medical - Clinic - Evap_Cooling-Ret			Evap_Cooling-Ret			Cli			Health/Medical - Clinic			Small_Retail_Store			Approximation			Non Res


			January-00			Education - Community College - Evap_Cooling-Ret			Evap_Cooling-Ret			ECC			Education - Community College			College_University			Direct Match			Non Res


			January-00			Education - Primary School - Evap_Cooling-Ret			Evap_Cooling-Ret			Epr			Education - Primary School			College_University			Approximation			Non Res


			January-00			Education - Relocatable Classroom - Evap_Cooling-Ret			Evap_Cooling-Ret			ERC			Education - Relocatable Classroom			College_University			Approximation			Non Res


			January-00			Education - Secondary School - Evap_Cooling-Ret			Evap_Cooling-Ret			Ese			Education - Secondary School			College_University			Approximation			Non Res


			January-00			Education - University - Evap_Cooling-Ret			Evap_Cooling-Ret			Eun			Education - University			College_University			Direct Match			Non Res


			January-00			Food Store - Evap_Cooling-Ret			Evap_Cooling-Ret			FSt			Food Store			Small_Retail_Store			Approximation			Non Res


			January-00			Grocery - Evap_Cooling-Ret			Evap_Cooling-Ret			Gro			Grocery			Small_Retail_Store			Approximation			Non Res


			January-00			Lodging - Guest Rooms - Evap_Cooling-Ret			Evap_Cooling-Ret			GsR			Lodging - Guest Rooms			Small_Retail_Store			Approximation			Non Res


			January-00			Health/Medical - Hospital - Evap_Cooling-Ret			Evap_Cooling-Ret			Hsp			Health/Medical - Hospital			College_University			Approximation			Non Res


			January-00			Lodging - Hotel - Evap_Cooling-Ret			Evap_Cooling-Ret			Htl			Lodging - Hotel			Large_Retail_Store			Approximation			Non Res


			January-00			Industrial - Evap_Cooling-Ret			Evap_Cooling-Ret			Ind			Industrial			Large_Retail_Store			Approximation			Non Res


			January-00			Manufacturing - Bio/Tech - Evap_Cooling-Ret			Evap_Cooling-Ret			MBT			Manufacturing - Bio/Tech			Large_Retail_Store			Approximation			Non Res


			January-00			Misc - Commercial - Evap_Cooling-Ret			Evap_Cooling-Ret			MiC			Misc - Commercial			Small_Retail_Store			Approximation			Non Res


			January-00			Manufacturing - Light Industrial - Evap_Cooling-Ret			Evap_Cooling-Ret			MLI			Manufacturing - Light Industrial			Large_Retail_Store			Approximation			Non Res


			January-00			Lodging - Motel - Evap_Cooling-Ret			Evap_Cooling-Ret			Mtl			Lodging - Motel			Small_Retail_Store			Approximation			Non Res


			January-00			Health/Medical - Nursing Home - Evap_Cooling-Ret			Evap_Cooling-Ret			Nrs			Health/Medical - Nursing Home			Small_Retail_Store			Approximation			Non Res


			January-00			Office - Large - Evap_Cooling-Ret			Evap_Cooling-Ret			OfL			Office - Large			Large_Retail_Store			Approximation			Non Res


			January-00			Office - Small - Evap_Cooling-Ret			Evap_Cooling-Ret			OfS			Office - Small			Small_Retail_Store			Approximation			Non Res


			January-00			Restaurant - Fast-Food - Evap_Cooling-Ret			Evap_Cooling-Ret			RFF			Restaurant - Fast-Food			Restaurant			Direct Match			Non Res


			January-00			Restaurant - Sit-Down - Evap_Cooling-Ret			Evap_Cooling-Ret			RSD			Restaurant - Sit-Down			Restaurant			Direct Match			Non Res


			January-00			Retail - Multistory Large - Evap_Cooling-Ret			Evap_Cooling-Ret			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			January-00			Retail - Single-Story Large - Evap_Cooling-Ret			Evap_Cooling-Ret			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			January-00			Retail - Small - Evap_Cooling-Ret			Evap_Cooling-Ret			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			January-00			Storage - Conditioned - Evap_Cooling-Ret			Evap_Cooling-Ret			SCn			Storage - Conditioned			Large_Retail_Store			Approximation			Non Res


			January-00			Storage - Unconditioned - Evap_Cooling-Ret			Evap_Cooling-Ret			Sun			Storage - Unconditioned			Large_Retail_Store			Approximation			Non Res


			January-00			Transportation - Communication - Utilities - Evap_Cooling-Ret			Evap_Cooling-Ret			TCU			Transportation - Communication - Utilities			Large_Retail_Store			Approximation			Non Res


			January-00			Warehouse - Refrigerated - Evap_Cooling-Ret			Evap_Cooling-Ret			WRf			Warehouse - Refrigerated			Large_Retail_Store			Approximation			Non Res


			January-00			Residential Mobile Home - Double-Wide - Evap_Cooling-Ret			Evap_Cooling-Ret			DMO			Residential Mobile Home - Double-Wide			Small_Retail_Store			Approximation			Non Res


			January-00			Residential Multi-family - Evap_Cooling-Ret			Evap_Cooling-Ret			MFM			Residential Multi-family			Small_Retail_Store			Approximation			Non Res


			January-00			Residential Single Family - Evap_Cooling-Ret			Evap_Cooling-Ret			SFM			Residential Single Family			Small_Retail_Store			Approximation			Non Res


			February-00			Agricultural - Frig Barrier			Frig Barrier			Agr			Agricultural			Misc._Commercial			Approximation			Non Res


			February-00			Assembly - Frig Barrier			Frig Barrier			Asm			Assembly			Misc._Commercial			Approximation			Non Res


			February-00			Health/Medical - Clinic - Frig Barrier			Frig Barrier			Cli			Health/Medical - Clinic			Misc._Commercial			Approximation			Non Res


			February-00			Education - Community College - Frig Barrier			Frig Barrier			ECC			Education - Community College			Misc._Commercial			Approximation			Non Res


			February-00			Education - Primary School - Frig Barrier			Frig Barrier			Epr			Education - Primary School			Misc._Commercial			Approximation			Non Res


			February-00			Education - Relocatable Classroom - Frig Barrier			Frig Barrier			ERC			Education - Relocatable Classroom			Misc._Commercial			Approximation			Non Res


			February-00			Education - Secondary School - Frig Barrier			Frig Barrier			Ese			Education - Secondary School			Misc._Commercial			Approximation			Non Res


			February-00			Education - University - Frig Barrier			Frig Barrier			Eun			Education - University			Misc._Commercial			Approximation			Non Res


			February-00			Food Store - Frig Barrier			Frig Barrier			FSt			Food Store			Misc._Commercial			Approximation			Non Res


			February-00			Grocery - Frig Barrier			Frig Barrier			Gro			Grocery			Misc._Commercial			Approximation			Non Res


			February-00			Lodging - Guest Rooms - Frig Barrier			Frig Barrier			GsR			Lodging - Guest Rooms			Misc._Commercial			Approximation			Non Res


			February-00			Health/Medical - Hospital - Frig Barrier			Frig Barrier			Hsp			Health/Medical - Hospital			Misc._Commercial			Approximation			Non Res


			February-00			Lodging - Hotel - Frig Barrier			Frig Barrier			Htl			Lodging - Hotel			Misc._Commercial			Approximation			Non Res


			February-00			Industrial - Frig Barrier			Frig Barrier			Ind			Industrial			Misc._Commercial			Approximation			Non Res


			February-00			Manufacturing - Bio/Tech - Frig Barrier			Frig Barrier			MBT			Manufacturing - Bio/Tech			Misc._Commercial			Approximation			Non Res


			February-00			Misc - Commercial - Frig Barrier			Frig Barrier			MiC			Misc - Commercial			Misc._Commercial			Direct Match			Non Res


			February-00			Manufacturing - Light Industrial - Frig Barrier			Frig Barrier			MLI			Manufacturing - Light Industrial			Misc._Commercial			Approximation			Non Res


			February-00			Lodging - Motel - Frig Barrier			Frig Barrier			Mtl			Lodging - Motel			Misc._Commercial			Approximation			Non Res


			February-00			Health/Medical - Nursing Home - Frig Barrier			Frig Barrier			Nrs			Health/Medical - Nursing Home			Misc._Commercial			Approximation			Non Res


			February-00			Office - Large - Frig Barrier			Frig Barrier			OfL			Office - Large			Misc._Commercial			Approximation			Non Res


			February-00			Office - Small - Frig Barrier			Frig Barrier			OfS			Office - Small			Misc._Commercial			Approximation			Non Res


			February-00			Restaurant - Fast-Food - Frig Barrier			Frig Barrier			RFF			Restaurant - Fast-Food			Misc._Commercial			Approximation			Non Res


			February-00			Restaurant - Sit-Down - Frig Barrier			Frig Barrier			RSD			Restaurant - Sit-Down			Misc._Commercial			Approximation			Non Res


			February-00			Retail - Multistory Large - Frig Barrier			Frig Barrier			Rt3			Retail - Multistory Large			Misc._Commercial			Approximation			Non Res


			February-00			Retail - Single-Story Large - Frig Barrier			Frig Barrier			RtL			Retail - Single-Story Large			Misc._Commercial			Approximation			Non Res


			February-00			Retail - Small - Frig Barrier			Frig Barrier			RtS			Retail - Small			Misc._Commercial			Approximation			Non Res


			February-00			Storage - Conditioned - Frig Barrier			Frig Barrier			SCn			Storage - Conditioned			Misc._Commercial			Approximation			Non Res


			February-00			Storage - Unconditioned - Frig Barrier			Frig Barrier			Sun			Storage - Unconditioned			Misc._Commercial			Approximation			Non Res


			February-00			Transportation - Communication - Utilities - Frig Barrier			Frig Barrier			TCU			Transportation - Communication - Utilities			Misc._Commercial			Approximation			Non Res


			February-00			Warehouse - Refrigerated - Frig Barrier			Frig Barrier			WRf			Warehouse - Refrigerated			Misc._Commercial			Approximation			Non Res


			February-00			Residential Mobile Home - Double-Wide - Frig Barrier			Frig Barrier			DMO			Residential Mobile Home - Double-Wide			Misc._Commercial			Approximation			Non Res


			February-00			Residential Multi-family - Frig Barrier			Frig Barrier			MFM			Residential Multi-family			Misc._Commercial			Approximation			Non Res


			February-00			Residential Single Family - Frig Barrier			Frig Barrier			SFM			Residential Single Family			Misc._Commercial			Approximation			Non Res


			February-00			Agricultural - Heat_Pump-NC			Heat_Pump-NC			Agr			Agricultural			Residential			Approximation			Res


			February-00			Assembly - Heat_Pump-NC			Heat_Pump-NC			Asm			Assembly			Residential			Approximation			Res


			February-00			Health/Medical - Clinic - Heat_Pump-NC			Heat_Pump-NC			Cli			Health/Medical - Clinic			Residential			Approximation			Res


			February-00			Education - Community College - Heat_Pump-NC			Heat_Pump-NC			ECC			Education - Community College			Residential			Approximation			Res


			February-00			Education - Primary School - Heat_Pump-NC			Heat_Pump-NC			Epr			Education - Primary School			Residential			Approximation			Res


			February-00			Education - Relocatable Classroom - Heat_Pump-NC			Heat_Pump-NC			ERC			Education - Relocatable Classroom			Residential			Approximation			Res


			February-00			Education - Secondary School - Heat_Pump-NC			Heat_Pump-NC			Ese			Education - Secondary School			Residential			Approximation			Res


			February-00			Education - University - Heat_Pump-NC			Heat_Pump-NC			Eun			Education - University			Residential			Approximation			Res


			February-00			Food Store - Heat_Pump-NC			Heat_Pump-NC			FSt			Food Store			Residential			Approximation			Res


			February-00			Grocery - Heat_Pump-NC			Heat_Pump-NC			Gro			Grocery			Residential			Approximation			Res


			February-00			Lodging - Guest Rooms - Heat_Pump-NC			Heat_Pump-NC			GsR			Lodging - Guest Rooms			Residential			Approximation			Res


			February-00			Health/Medical - Hospital - Heat_Pump-NC			Heat_Pump-NC			Hsp			Health/Medical - Hospital			Residential			Approximation			Res


			February-00			Lodging - Hotel - Heat_Pump-NC			Heat_Pump-NC			Htl			Lodging - Hotel			Residential			Approximation			Res


			February-00			Industrial - Heat_Pump-NC			Heat_Pump-NC			Ind			Industrial			Residential			Approximation			Res


			February-00			Manufacturing - Bio/Tech - Heat_Pump-NC			Heat_Pump-NC			MBT			Manufacturing - Bio/Tech			Residential			Approximation			Res


			February-00			Misc - Commercial - Heat_Pump-NC			Heat_Pump-NC			MiC			Misc - Commercial			Residential			Approximation			Res


			February-00			Manufacturing - Light Industrial - Heat_Pump-NC			Heat_Pump-NC			MLI			Manufacturing - Light Industrial			Residential			Approximation			Res


			February-00			Lodging - Motel - Heat_Pump-NC			Heat_Pump-NC			Mtl			Lodging - Motel			Residential			Approximation			Res


			February-00			Health/Medical - Nursing Home - Heat_Pump-NC			Heat_Pump-NC			Nrs			Health/Medical - Nursing Home			Residential			Approximation			Res


			February-00			Office - Large - Heat_Pump-NC			Heat_Pump-NC			OfL			Office - Large			Residential			Approximation			Res


			February-00			Office - Small - Heat_Pump-NC			Heat_Pump-NC			OfS			Office - Small			Residential			Approximation			Res


			February-00			Restaurant - Fast-Food - Heat_Pump-NC			Heat_Pump-NC			RFF			Restaurant - Fast-Food			Residential			Approximation			Res


			February-00			Restaurant - Sit-Down - Heat_Pump-NC			Heat_Pump-NC			RSD			Restaurant - Sit-Down			Residential			Approximation			Res


			February-00			Retail - Multistory Large - Heat_Pump-NC			Heat_Pump-NC			Rt3			Retail - Multistory Large			Residential			Approximation			Res


			February-00			Retail - Single-Story Large - Heat_Pump-NC			Heat_Pump-NC			RtL			Retail - Single-Story Large			Residential			Approximation			Res


			February-00			Retail - Small - Heat_Pump-NC			Heat_Pump-NC			RtS			Retail - Small			Residential			Approximation			Res


			February-00			Storage - Conditioned - Heat_Pump-NC			Heat_Pump-NC			SCn			Storage - Conditioned			Residential			Approximation			Res


			February-00			Storage - Unconditioned - Heat_Pump-NC			Heat_Pump-NC			Sun			Storage - Unconditioned			Residential			Approximation			Res


			February-00			Transportation - Communication - Utilities - Heat_Pump-NC			Heat_Pump-NC			TCU			Transportation - Communication - Utilities			Residential			Approximation			Res


			February-00			Warehouse - Refrigerated - Heat_Pump-NC			Heat_Pump-NC			WRf			Warehouse - Refrigerated			Residential			Approximation			Res


			February-00			Residential Mobile Home - Double-Wide - Heat_Pump-NC			Heat_Pump-NC			DMO			Residential Mobile Home - Double-Wide			Residential			Direct Match			Res


			February-00			Residential Multi-family - Heat_Pump-NC			Heat_Pump-NC			MFM			Residential Multi-family			Residential			Direct Match			Res


			February-00			Residential Single Family - Heat_Pump-NC			Heat_Pump-NC			SFM			Residential Single Family			Residential			Direct Match			Res


			February-00			Agricultural - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			Agr			Agricultural			Residential			Approximation			Res


			February-00			Assembly - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			Asm			Assembly			Residential			Approximation			Res


			February-00			Health/Medical - Clinic - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			Cli			Health/Medical - Clinic			Residential			Approximation			Res


			February-00			Education - Community College - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			ECC			Education - Community College			Residential			Approximation			Res


			February-00			Education - Primary School - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			Epr			Education - Primary School			Residential			Approximation			Res


			February-00			Education - Relocatable Classroom - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			ERC			Education - Relocatable Classroom			Residential			Approximation			Res


			February-00			Education - Secondary School - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			Ese			Education - Secondary School			Residential			Approximation			Res


			February-00			Education - University - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			Eun			Education - University			Residential			Approximation			Res


			February-00			Food Store - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			FSt			Food Store			Residential			Approximation			Res


			February-00			Grocery - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			Gro			Grocery			Residential			Approximation			Res


			February-00			Lodging - Guest Rooms - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			GsR			Lodging - Guest Rooms			Residential			Approximation			Res


			February-00			Health/Medical - Hospital - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			Hsp			Health/Medical - Hospital			Residential			Approximation			Res


			February-00			Lodging - Hotel - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			Htl			Lodging - Hotel			Residential			Approximation			Res


			February-00			Industrial - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			Ind			Industrial			Residential			Approximation			Res


			February-00			Manufacturing - Bio/Tech - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			MBT			Manufacturing - Bio/Tech			Residential			Approximation			Res


			February-00			Misc - Commercial - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			MiC			Misc - Commercial			Residential			Approximation			Res


			February-00			Manufacturing - Light Industrial - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			MLI			Manufacturing - Light Industrial			Residential			Approximation			Res


			February-00			Lodging - Motel - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			Mtl			Lodging - Motel			Residential			Approximation			Res


			February-00			Health/Medical - Nursing Home - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			Nrs			Health/Medical - Nursing Home			Residential			Approximation			Res


			February-00			Office - Large - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			OfL			Office - Large			Residential			Approximation			Res


			February-00			Office - Small - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			OfS			Office - Small			Residential			Approximation			Res


			February-00			Restaurant - Fast-Food - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			RFF			Restaurant - Fast-Food			Residential			Approximation			Res


			February-00			Restaurant - Sit-Down - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			RSD			Restaurant - Sit-Down			Residential			Approximation			Res


			February-00			Retail - Multistory Large - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			Rt3			Retail - Multistory Large			Residential			Approximation			Res


			February-00			Retail - Single-Story Large - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			RtL			Retail - Single-Story Large			Residential			Approximation			Res


			February-00			Retail - Small - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			RtS			Retail - Small			Residential			Approximation			Res


			February-00			Storage - Conditioned - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			SCn			Storage - Conditioned			Residential			Approximation			Res


			February-00			Storage - Unconditioned - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			Sun			Storage - Unconditioned			Residential			Approximation			Res


			February-00			Transportation - Communication - Utilities - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			TCU			Transportation - Communication - Utilities			Residential			Approximation			Res


			February-00			Warehouse - Refrigerated - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			WRf			Warehouse - Refrigerated			Residential			Approximation			Res


			February-00			Residential Mobile Home - Double-Wide - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			DMO			Residential Mobile Home - Double-Wide			Residential			Direct Match			Res


			February-00			Residential Multi-family - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			MFM			Residential Multi-family			Residential			Direct Match			Res


			February-00			Residential Single Family - HeatPump_Heating_Only-RC			HeatPump_Heating_Only-RC			SFM			Residential Single Family			Residential			Direct Match			Res


			February-00			Agricultural - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			Agr			Agricultural			Residential			Approximation			Res


			February-00			Assembly - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			Asm			Assembly			Residential			Approximation			Res


			February-00			Health/Medical - Clinic - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			Cli			Health/Medical - Clinic			Residential			Approximation			Res


			February-00			Education - Community College - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			ECC			Education - Community College			Residential			Approximation			Res


			February-00			Education - Primary School - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			Epr			Education - Primary School			Residential			Approximation			Res


			February-00			Education - Relocatable Classroom - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			ERC			Education - Relocatable Classroom			Residential			Approximation			Res


			February-00			Education - Secondary School - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			Ese			Education - Secondary School			Residential			Approximation			Res


			February-00			Education - University - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			Eun			Education - University			Residential			Approximation			Res


			February-00			Food Store - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			FSt			Food Store			Residential			Approximation			Res


			February-00			Grocery - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			Gro			Grocery			Residential			Approximation			Res


			February-00			Lodging - Guest Rooms - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			GsR			Lodging - Guest Rooms			Residential			Approximation			Res


			February-00			Health/Medical - Hospital - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			Hsp			Health/Medical - Hospital			Residential			Approximation			Res


			February-00			Lodging - Hotel - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			Htl			Lodging - Hotel			Residential			Approximation			Res


			February-00			Industrial - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			Ind			Industrial			Residential			Approximation			Res


			February-00			Manufacturing - Bio/Tech - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			MBT			Manufacturing - Bio/Tech			Residential			Approximation			Res


			February-00			Misc - Commercial - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			MiC			Misc - Commercial			Residential			Approximation			Res


			February-00			Manufacturing - Light Industrial - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			MLI			Manufacturing - Light Industrial			Residential			Approximation			Res


			February-00			Lodging - Motel - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			Mtl			Lodging - Motel			Residential			Approximation			Res


			February-00			Health/Medical - Nursing Home - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			Nrs			Health/Medical - Nursing Home			Residential			Approximation			Res


			February-00			Office - Large - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			OfL			Office - Large			Residential			Approximation			Res


			February-00			Office - Small - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			OfS			Office - Small			Residential			Approximation			Res


			February-00			Restaurant - Fast-Food - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			RFF			Restaurant - Fast-Food			Residential			Approximation			Res


			February-00			Restaurant - Sit-Down - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			RSD			Restaurant - Sit-Down			Residential			Approximation			Res


			February-00			Retail - Multistory Large - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			Rt3			Retail - Multistory Large			Residential			Approximation			Res


			February-00			Retail - Single-Story Large - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			RtL			Retail - Single-Story Large			Residential			Approximation			Res


			February-00			Retail - Small - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			RtS			Retail - Small			Residential			Approximation			Res


			February-00			Storage - Conditioned - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			SCn			Storage - Conditioned			Residential			Approximation			Res


			February-00			Storage - Unconditioned - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			Sun			Storage - Unconditioned			Residential			Approximation			Res


			February-00			Transportation - Communication - Utilities - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			TCU			Transportation - Communication - Utilities			Residential			Approximation			Res


			February-00			Warehouse - Refrigerated - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			WRf			Warehouse - Refrigerated			Residential			Approximation			Res


			February-00			Residential Mobile Home - Double-Wide - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			DMO			Residential Mobile Home - Double-Wide			Residential			Direct Match			Res


			February-00			Residential Multi-family - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			MFM			Residential Multi-family			Residential			Direct Match			Res


			February-00			Residential Single Family - HeatPump_ThroughWall-RC			HeatPump_ThroughWall-RC			SFM			Residential Single Family			Residential			Direct Match			Res


			February-00			Agricultural - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			Agr			Agricultural			Residential			Approximation			Res


			February-00			Assembly - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			Asm			Assembly			Residential			Approximation			Res


			February-00			Health/Medical - Clinic - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			Cli			Health/Medical - Clinic			Residential			Approximation			Res


			February-00			Education - Community College - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			ECC			Education - Community College			Residential			Approximation			Res


			February-00			Education - Primary School - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			Epr			Education - Primary School			Residential			Approximation			Res


			February-00			Education - Relocatable Classroom - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			ERC			Education - Relocatable Classroom			Residential			Approximation			Res


			February-00			Education - Secondary School - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			Ese			Education - Secondary School			Residential			Approximation			Res


			February-00			Education - University - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			Eun			Education - University			Residential			Approximation			Res


			February-00			Food Store - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			FSt			Food Store			Residential			Approximation			Res


			February-00			Grocery - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			Gro			Grocery			Residential			Approximation			Res


			February-00			Lodging - Guest Rooms - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			GsR			Lodging - Guest Rooms			Residential			Approximation			Res


			February-00			Health/Medical - Hospital - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			Hsp			Health/Medical - Hospital			Residential			Approximation			Res


			February-00			Lodging - Hotel - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			Htl			Lodging - Hotel			Residential			Approximation			Res


			February-00			Industrial - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			Ind			Industrial			Residential			Approximation			Res


			February-00			Manufacturing - Bio/Tech - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			MBT			Manufacturing - Bio/Tech			Residential			Approximation			Res


			February-00			Misc - Commercial - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			MiC			Misc - Commercial			Residential			Approximation			Res


			February-00			Manufacturing - Light Industrial - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			MLI			Manufacturing - Light Industrial			Residential			Approximation			Res


			February-00			Lodging - Motel - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			Mtl			Lodging - Motel			Residential			Approximation			Res


			February-00			Health/Medical - Nursing Home - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			Nrs			Health/Medical - Nursing Home			Residential			Approximation			Res


			February-00			Office - Large - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			OfL			Office - Large			Residential			Approximation			Res


			February-00			Office - Small - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			OfS			Office - Small			Residential			Approximation			Res


			February-00			Restaurant - Fast-Food - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			RFF			Restaurant - Fast-Food			Residential			Approximation			Res


			February-00			Restaurant - Sit-Down - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			RSD			Restaurant - Sit-Down			Residential			Approximation			Res


			February-00			Retail - Multistory Large - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			Rt3			Retail - Multistory Large			Residential			Approximation			Res


			February-00			Retail - Single-Story Large - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			RtL			Retail - Single-Story Large			Residential			Approximation			Res


			February-00			Retail - Small - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			RtS			Retail - Small			Residential			Approximation			Res


			February-00			Storage - Conditioned - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			SCn			Storage - Conditioned			Residential			Approximation			Res


			February-00			Storage - Unconditioned - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			Sun			Storage - Unconditioned			Residential			Approximation			Res


			February-00			Transportation - Communication - Utilities - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			TCU			Transportation - Communication - Utilities			Residential			Approximation			Res


			February-00			Warehouse - Refrigerated - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			WRf			Warehouse - Refrigerated			Residential			Approximation			Res


			February-00			Residential Mobile Home - Double-Wide - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			DMO			Residential Mobile Home - Double-Wide			Residential			Direct Match			Res


			February-00			Residential Multi-family - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			MFM			Residential Multi-family			Residential			Direct Match			Res


			February-00			Residential Single Family - HeatPump_WtrHt-RC			HeatPump_WtrHt-RC			SFM			Residential Single Family			Residential			Direct Match			Res


			February-00			Agricultural - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			Agr			Agricultural			Large_Office			Approximation			Non Res


			February-00			Assembly - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			Asm			Assembly			Assembly			Direct Match			Non Res


			February-00			Health/Medical - Clinic - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			Cli			Health/Medical - Clinic			Small_Office			Approximation			Non Res


			February-00			Education - Community College - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			ECC			Education - Community College			College_University			Direct Match			Non Res


			February-00			Education - Primary School - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			Epr			Education - Primary School			School			Direct Match			Non Res


			February-00			Education - Relocatable Classroom - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			ERC			Education - Relocatable Classroom			School			Direct Match			Non Res


			February-00			Education - Secondary School - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			Ese			Education - Secondary School			School			Direct Match			Non Res


			February-00			Education - University - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			Eun			Education - University			College_University			Direct Match			Non Res


			February-00			Food Store - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			FSt			Food Store			Grocery_Store			Approximation			Non Res


			February-00			Grocery - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			Gro			Grocery			Grocery_Store			Direct Match			Non Res


			February-00			Lodging - Guest Rooms - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			GsR			Lodging - Guest Rooms			Small_Office			Approximation			Non Res


			February-00			Health/Medical - Hospital - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			February-00			Lodging - Hotel - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			Htl			Lodging - Hotel			Small_Office			Approximation			Non Res


			February-00			Industrial - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			Ind			Industrial			Large_Office			Approximation			Non Res


			February-00			Manufacturing - Bio/Tech - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			MBT			Manufacturing - Bio/Tech			Large_Office			Approximation			Non Res


			February-00			Misc - Commercial - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			MiC			Misc - Commercial			Small_Office			Approximation			Non Res


			February-00			Manufacturing - Light Industrial - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			MLI			Manufacturing - Light Industrial			Large_Office			Approximation			Non Res


			February-00			Lodging - Motel - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			Mtl			Lodging - Motel			Small_Office			Approximation			Non Res


			February-00			Health/Medical - Nursing Home - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			Nrs			Health/Medical - Nursing Home			Small_Office			Approximation			Non Res


			February-00			Office - Large - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			OfL			Office - Large			Large_Office			Direct Match			Non Res


			February-00			Office - Small - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			OfS			Office - Small			Small_Office			Direct Match			Non Res


			February-00			Restaurant - Fast-Food - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			RFF			Restaurant - Fast-Food			Small_Office			Approximation			Non Res


			February-00			Restaurant - Sit-Down - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			RSD			Restaurant - Sit-Down			Small_Office			Approximation			Non Res


			February-00			Retail - Multistory Large - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Single-Story Large - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Small - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			RtS			Retail - Small			Small_Office			Approximation			Non Res


			February-00			Storage - Conditioned - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			SCn			Storage - Conditioned			Large_Office			Approximation			Non Res


			February-00			Storage - Unconditioned - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			Sun			Storage - Unconditioned			Large_Office			Approximation			Non Res


			February-00			Transportation - Communication - Utilities - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			TCU			Transportation - Communication - Utilities			Large_Office			Approximation			Non Res


			February-00			Warehouse - Refrigerated - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			WRf			Warehouse - Refrigerated			Large_Office			Approximation			Non Res


			February-00			Residential Mobile Home - Double-Wide - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			DMO			Residential Mobile Home - Double-Wide			Small_Office			Approximation			Non Res


			February-00			Residential Multi-family - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			MFM			Residential Multi-family			Small_Office			Approximation			Non Res


			February-00			Residential Single Family - Hi_Eff_AC_Mtr-NC			Hi_Eff_AC_Mtr-NC			SFM			Residential Single Family			Small_Office			Approximation			Non Res


			February-00			Agricultural - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			Agr			Agricultural			Large_Office			Approximation			Non Res


			February-00			Assembly - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			Asm			Assembly			Assembly			Direct Match			Non Res


			February-00			Health/Medical - Clinic - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			Cli			Health/Medical - Clinic			Small_Office			Approximation			Non Res


			February-00			Education - Community College - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			ECC			Education - Community College			College_University			Direct Match			Non Res


			February-00			Education - Primary School - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			Epr			Education - Primary School			School			Direct Match			Non Res


			February-00			Education - Relocatable Classroom - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			ERC			Education - Relocatable Classroom			School			Direct Match			Non Res


			February-00			Education - Secondary School - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			Ese			Education - Secondary School			School			Direct Match			Non Res


			February-00			Education - University - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			Eun			Education - University			College_University			Direct Match			Non Res


			February-00			Food Store - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			FSt			Food Store			Grocery_Store			Approximation			Non Res


			February-00			Grocery - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			Gro			Grocery			Grocery_Store			Direct Match			Non Res


			February-00			Lodging - Guest Rooms - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			GsR			Lodging - Guest Rooms			Small_Office			Approximation			Non Res


			February-00			Health/Medical - Hospital - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			February-00			Lodging - Hotel - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			Htl			Lodging - Hotel			Small_Office			Approximation			Non Res


			February-00			Industrial - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			Ind			Industrial			Large_Office			Approximation			Non Res


			February-00			Manufacturing - Bio/Tech - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			MBT			Manufacturing - Bio/Tech			Large_Office			Approximation			Non Res


			February-00			Misc - Commercial - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			MiC			Misc - Commercial			Small_Office			Approximation			Non Res


			February-00			Manufacturing - Light Industrial - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			MLI			Manufacturing - Light Industrial			Large_Office			Approximation			Non Res


			February-00			Lodging - Motel - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			Mtl			Lodging - Motel			Small_Office			Approximation			Non Res


			February-00			Health/Medical - Nursing Home - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			Nrs			Health/Medical - Nursing Home			Small_Office			Approximation			Non Res


			February-00			Office - Large - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			OfL			Office - Large			Large_Office			Direct Match			Non Res


			February-00			Office - Small - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			OfS			Office - Small			Small_Office			Direct Match			Non Res


			February-00			Restaurant - Fast-Food - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			RFF			Restaurant - Fast-Food			Fast_Food_Restaurant			Direct Match			Non Res


			February-00			Restaurant - Sit-Down - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			RSD			Restaurant - Sit-Down			Sit_Down_Restaurant			Direct Match			Non Res


			February-00			Retail - Multistory Large - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			Rt3			Retail - Multistory Large			Large_Office			Approximation			Non Res


			February-00			Retail - Single-Story Large - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			RtL			Retail - Single-Story Large			Large_Office			Approximation			Non Res


			February-00			Retail - Small - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			RtS			Retail - Small			Small_Office			Approximation			Non Res


			February-00			Storage - Conditioned - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			SCn			Storage - Conditioned			Large_Office			Approximation			Non Res


			February-00			Storage - Unconditioned - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			Sun			Storage - Unconditioned			Large_Office			Approximation			Non Res


			February-00			Transportation - Communication - Utilities - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			TCU			Transportation - Communication - Utilities			Large_Office			Approximation			Non Res


			February-00			Warehouse - Refrigerated - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			WRf			Warehouse - Refrigerated			Large_Office			Approximation			Non Res


			February-00			Residential Mobile Home - Double-Wide - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			DMO			Residential Mobile Home - Double-Wide			Small_Office			Approximation			Non Res


			February-00			Residential Multi-family - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			MFM			Residential Multi-family			Small_Office			Approximation			Non Res


			February-00			Residential Single Family - Hi_Perf_Glass-NC			Hi_Perf_Glass-NC			SFM			Residential Single Family			Small_Office			Approximation			Non Res


			February-00			Agricultural - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			Agr			Agricultural			Residential			Approximation			Res


			February-00			Assembly - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			Asm			Assembly			Residential			Approximation			Res


			February-00			Health/Medical - Clinic - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			Cli			Health/Medical - Clinic			Residential			Approximation			Res


			February-00			Education - Community College - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			ECC			Education - Community College			Residential			Approximation			Res


			February-00			Education - Primary School - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			Epr			Education - Primary School			Residential			Approximation			Res


			February-00			Education - Relocatable Classroom - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			ERC			Education - Relocatable Classroom			Residential			Approximation			Res


			February-00			Education - Secondary School - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			Ese			Education - Secondary School			Residential			Approximation			Res


			February-00			Education - University - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			Eun			Education - University			Residential			Approximation			Res


			February-00			Food Store - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			FSt			Food Store			Residential			Approximation			Res


			February-00			Grocery - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			Gro			Grocery			Residential			Approximation			Res


			February-00			Lodging - Guest Rooms - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			GsR			Lodging - Guest Rooms			Residential			Approximation			Res


			February-00			Health/Medical - Hospital - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			Hsp			Health/Medical - Hospital			Residential			Approximation			Res


			February-00			Lodging - Hotel - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			Htl			Lodging - Hotel			Residential			Approximation			Res


			February-00			Industrial - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			Ind			Industrial			Residential			Approximation			Res


			February-00			Manufacturing - Bio/Tech - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			MBT			Manufacturing - Bio/Tech			Residential			Approximation			Res


			February-00			Misc - Commercial - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			MiC			Misc - Commercial			Residential			Approximation			Res


			February-00			Manufacturing - Light Industrial - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			MLI			Manufacturing - Light Industrial			Residential			Approximation			Res


			February-00			Lodging - Motel - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			Mtl			Lodging - Motel			Residential			Approximation			Res


			February-00			Health/Medical - Nursing Home - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			Nrs			Health/Medical - Nursing Home			Residential			Approximation			Res


			February-00			Office - Large - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			OfL			Office - Large			Residential			Approximation			Res


			February-00			Office - Small - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			OfS			Office - Small			Residential			Approximation			Res


			February-00			Restaurant - Fast-Food - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			RFF			Restaurant - Fast-Food			Residential			Approximation			Res


			February-00			Restaurant - Sit-Down - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			RSD			Restaurant - Sit-Down			Residential			Approximation			Res


			February-00			Retail - Multistory Large - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			Rt3			Retail - Multistory Large			Residential			Approximation			Res


			February-00			Retail - Single-Story Large - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			RtL			Retail - Single-Story Large			Residential			Approximation			Res


			February-00			Retail - Small - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			RtS			Retail - Small			Residential			Approximation			Res


			February-00			Storage - Conditioned - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			SCn			Storage - Conditioned			Residential			Approximation			Res


			February-00			Storage - Unconditioned - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			Sun			Storage - Unconditioned			Residential			Approximation			Res


			February-00			Transportation - Communication - Utilities - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			TCU			Transportation - Communication - Utilities			Residential			Approximation			Res


			February-00			Warehouse - Refrigerated - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			WRf			Warehouse - Refrigerated			Residential			Approximation			Res


			February-00			Residential Mobile Home - Double-Wide - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			DMO			Residential Mobile Home - Double-Wide			Residential			Direct Match			Res


			February-00			Residential Multi-family - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			MFM			Residential Multi-family			Residential			Direct Match			Res


			February-00			Residential Single Family - HorizAxisClothesWasher-RC			HorizAxisClothesWasher-RC			SFM			Residential Single Family			Residential			Direct Match			Res


			February-00			N/A - IndoorLt			IndoorLt			December-99			N/A			Non-Refrig._Warehouse			Direct Match			Non Res


			February-00			Agricultural - IndoorLt			IndoorLt			Agr			Agricultural			Agricultural			Direct Match			Non Res


			February-00			Assembly - IndoorLt			IndoorLt			Asm			Assembly			Misc._Commercial			Approximation			Non Res


			February-00			Health/Medical - Clinic - IndoorLt			IndoorLt			Cli			Health/Medical - Clinic			Medical_Clinic			Direct Match			Non Res


			February-00			Education - Community College - IndoorLt			IndoorLt			ECC			Education - Community College			College_University			Direct Match			Non Res


			February-00			Education - Primary School - IndoorLt			IndoorLt			Epr			Education - Primary School			K_thru_12_School			Direct Match			Non Res


			February-00			Education - Relocatable Classroom - IndoorLt			IndoorLt			ERC			Education - Relocatable Classroom			K_thru_12_School			Approximation			Non Res


			February-00			Education - Secondary School - IndoorLt			IndoorLt			Ese			Education - Secondary School			K_thru_12_School			Direct Match			Non Res


			February-00			Education - University - IndoorLt			IndoorLt			Eun			Education - University			College_University			Direct Match			Non Res


			February-00			Food Store - IndoorLt			IndoorLt			FSt			Food Store			Food_Store			Direct Match			Non Res


			February-00			Grocery - IndoorLt			IndoorLt			Gro			Grocery			Food_Store			Approximation			Non Res


			February-00			Lodging - Guest Rooms - IndoorLt			IndoorLt			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			February-00			Health/Medical - Hospital - IndoorLt			IndoorLt			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			February-00			Lodging - Hotel - IndoorLt			IndoorLt			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			February-00			Industrial - IndoorLt			IndoorLt			Ind			Industrial			Industrial			Direct Match			Non Res


			February-00			Manufacturing - Bio/Tech - IndoorLt			IndoorLt			MBT			Manufacturing - Bio/Tech			Industrial			Approximation			Non Res


			February-00			Misc - Commercial - IndoorLt			IndoorLt			MiC			Misc - Commercial			Misc._Commercial			Direct Match			Non Res


			February-00			Manufacturing - Light Industrial - IndoorLt			IndoorLt			MLI			Manufacturing - Light Industrial			Industrial			Approximation			Non Res


			February-00			Lodging - Motel - IndoorLt			IndoorLt			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			February-00			Health/Medical - Nursing Home - IndoorLt			IndoorLt			Nrs			Health/Medical - Nursing Home			Medical_Clinic			Approximation			Non Res


			February-00			Office - Large - IndoorLt			IndoorLt			OfL			Office - Large			Large_Office			Direct Match			Non Res


			February-00			Office - Small - IndoorLt			IndoorLt			OfS			Office - Small			Small_Office			Direct Match			Non Res


			February-00			Restaurant - Fast-Food - IndoorLt			IndoorLt			RFF			Restaurant - Fast-Food			Restaurant			Direct Match			Non Res


			February-00			Restaurant - Sit-Down - IndoorLt			IndoorLt			RSD			Restaurant - Sit-Down			Restaurant			Direct Match			Non Res


			February-00			Retail - Multistory Large - IndoorLt			IndoorLt			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Single-Story Large - IndoorLt			IndoorLt			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Small - IndoorLt			IndoorLt			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			February-00			Storage - Conditioned - IndoorLt			IndoorLt			SCn			Storage - Conditioned			Refrigerated_Warehouse			Approximation			Non Res


			February-00			Storage - Unconditioned - IndoorLt			IndoorLt			Sun			Storage - Unconditioned			Non-Refrig._Warehouse			Approximation			Non Res


			February-00			Transportation - Communication - Utilities - IndoorLt			IndoorLt			TCU			Transportation - Communication - Utilities			Trans_Comm_Util			Direct Match			Non Res


			February-00			Warehouse - Refrigerated - IndoorLt			IndoorLt			WRf			Warehouse - Refrigerated			Refrigerated_Warehouse			Direct Match			Non Res


			February-00			Residential Mobile Home - Double-Wide - IndoorLt			IndoorLt			DMO			Residential Mobile Home - Double-Wide			Misc._Commercial			Approximation			Non Res


			February-00			Residential Multi-family - IndoorLt			IndoorLt			MFM			Residential Multi-family			Misc._Commercial			Approximation			Non Res


			February-00			Residential Single Family - IndoorLt			IndoorLt			SFM			Residential Single Family			Misc._Commercial			Approximation			Non Res


			February-00			Agricultural - Industrial			Industrial			Agr			Agricultural			Industrial			Approximation			Non Res


			February-00			Assembly - Industrial			Industrial			Asm			Assembly			Industrial			Approximation			Non Res


			February-00			Health/Medical - Clinic - Industrial			Industrial			Cli			Health/Medical - Clinic			Industrial			Approximation			Non Res


			February-00			Education - Community College - Industrial			Industrial			ECC			Education - Community College			Industrial			Approximation			Non Res


			February-00			Education - Primary School - Industrial			Industrial			Epr			Education - Primary School			Industrial			Approximation			Non Res


			February-00			Education - Relocatable Classroom - Industrial			Industrial			ERC			Education - Relocatable Classroom			Industrial			Approximation			Non Res


			February-00			Education - Secondary School - Industrial			Industrial			Ese			Education - Secondary School			Industrial			Approximation			Non Res


			February-00			Education - University - Industrial			Industrial			Eun			Education - University			Industrial			Approximation			Non Res


			February-00			Food Store - Industrial			Industrial			FSt			Food Store			Industrial			Approximation			Non Res


			February-00			Grocery - Industrial			Industrial			Gro			Grocery			Industrial			Approximation			Non Res


			February-00			Lodging - Guest Rooms - Industrial			Industrial			GsR			Lodging - Guest Rooms			Industrial			Approximation			Non Res


			February-00			Health/Medical - Hospital - Industrial			Industrial			Hsp			Health/Medical - Hospital			Industrial			Approximation			Non Res


			February-00			Lodging - Hotel - Industrial			Industrial			Htl			Lodging - Hotel			Industrial			Approximation			Non Res


			February-00			Industrial - Industrial			Industrial			Ind			Industrial			Industrial			Direct Match			Non Res


			February-00			Manufacturing - Bio/Tech - Industrial			Industrial			MBT			Manufacturing - Bio/Tech			Industrial			Approximation			Non Res


			February-00			Misc - Commercial - Industrial			Industrial			MiC			Misc - Commercial			Industrial			Approximation			Non Res


			February-00			Manufacturing - Light Industrial - Industrial			Industrial			MLI			Manufacturing - Light Industrial			Industrial			Approximation			Non Res


			February-00			Lodging - Motel - Industrial			Industrial			Mtl			Lodging - Motel			Industrial			Approximation			Non Res


			February-00			Health/Medical - Nursing Home - Industrial			Industrial			Nrs			Health/Medical - Nursing Home			Industrial			Approximation			Non Res


			February-00			Office - Large - Industrial			Industrial			OfL			Office - Large			Industrial			Approximation			Non Res


			February-00			Office - Small - Industrial			Industrial			OfS			Office - Small			Industrial			Approximation			Non Res


			February-00			Restaurant - Fast-Food - Industrial			Industrial			RFF			Restaurant - Fast-Food			Industrial			Approximation			Non Res


			February-00			Restaurant - Sit-Down - Industrial			Industrial			RSD			Restaurant - Sit-Down			Industrial			Approximation			Non Res


			February-00			Retail - Multistory Large - Industrial			Industrial			Rt3			Retail - Multistory Large			Industrial			Approximation			Non Res


			February-00			Retail - Single-Story Large - Industrial			Industrial			RtL			Retail - Single-Story Large			Industrial			Approximation			Non Res


			February-00			Retail - Small - Industrial			Industrial			RtS			Retail - Small			Industrial			Approximation			Non Res


			February-00			Storage - Conditioned - Industrial			Industrial			SCn			Storage - Conditioned			Industrial			Approximation			Non Res


			February-00			Storage - Unconditioned - Industrial			Industrial			Sun			Storage - Unconditioned			Industrial			Approximation			Non Res


			February-00			Transportation - Communication - Utilities - Industrial			Industrial			TCU			Transportation - Communication - Utilities			Industrial			Approximation			Non Res


			February-00			Warehouse - Refrigerated - Industrial			Industrial			WRf			Warehouse - Refrigerated			Industrial			Approximation			Non Res


			February-00			Residential Mobile Home - Double-Wide - Industrial			Industrial			DMO			Residential Mobile Home - Double-Wide			Industrial			Approximation			Non Res


			February-00			Residential Multi-family - Industrial			Industrial			MFM			Residential Multi-family			Industrial			Approximation			Non Res


			February-00			Residential Single Family - Industrial			Industrial			SFM			Residential Single Family			Industrial			Approximation			Non Res


			February-00			Agricultural - Lighting-NC			Lighting-NC			Agr			Agricultural			Large_Office			Approximation			Non Res


			February-00			Assembly - Lighting-NC			Lighting-NC			Asm			Assembly			Assembly			Direct Match			Non Res


			February-00			Health/Medical - Clinic - Lighting-NC			Lighting-NC			Cli			Health/Medical - Clinic			Small_Office			Approximation			Non Res


			February-00			Education - Community College - Lighting-NC			Lighting-NC			ECC			Education - Community College			College_University			Direct Match			Non Res


			February-00			Education - Primary School - Lighting-NC			Lighting-NC			Epr			Education - Primary School			School			Direct Match			Non Res


			February-00			Education - Relocatable Classroom - Lighting-NC			Lighting-NC			ERC			Education - Relocatable Classroom			School			Direct Match			Non Res


			February-00			Education - Secondary School - Lighting-NC			Lighting-NC			Ese			Education - Secondary School			School			Direct Match			Non Res


			February-00			Education - University - Lighting-NC			Lighting-NC			Eun			Education - University			College_University			Direct Match			Non Res


			February-00			Food Store - Lighting-NC			Lighting-NC			FSt			Food Store			Grocery_Store			Approximation			Non Res


			February-00			Grocery - Lighting-NC			Lighting-NC			Gro			Grocery			Grocery_Store			Direct Match			Non Res


			February-00			Lodging - Guest Rooms - Lighting-NC			Lighting-NC			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			February-00			Health/Medical - Hospital - Lighting-NC			Lighting-NC			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			February-00			Lodging - Hotel - Lighting-NC			Lighting-NC			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			February-00			Industrial - Lighting-NC			Lighting-NC			Ind			Industrial			Large_Office			Approximation			Non Res


			February-00			Manufacturing - Bio/Tech - Lighting-NC			Lighting-NC			MBT			Manufacturing - Bio/Tech			Large_Office			Approximation			Non Res


			February-00			Misc - Commercial - Lighting-NC			Lighting-NC			MiC			Misc - Commercial			Small_Office			Approximation			Non Res


			February-00			Manufacturing - Light Industrial - Lighting-NC			Lighting-NC			MLI			Manufacturing - Light Industrial			Large_Office			Approximation			Non Res


			February-00			Lodging - Motel - Lighting-NC			Lighting-NC			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			February-00			Health/Medical - Nursing Home - Lighting-NC			Lighting-NC			Nrs			Health/Medical - Nursing Home			Small_Office			Approximation			Non Res


			February-00			Office - Large - Lighting-NC			Lighting-NC			OfL			Office - Large			Large_Office			Direct Match			Non Res


			February-00			Office - Small - Lighting-NC			Lighting-NC			OfS			Office - Small			Small_Office			Direct Match			Non Res


			February-00			Restaurant - Fast-Food - Lighting-NC			Lighting-NC			RFF			Restaurant - Fast-Food			Fast_Food_Restaurant			Direct Match			Non Res


			February-00			Restaurant - Sit-Down - Lighting-NC			Lighting-NC			RSD			Restaurant - Sit-Down			Sit_Down_Restaurant			Direct Match			Non Res


			February-00			Retail - Multistory Large - Lighting-NC			Lighting-NC			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Single-Story Large - Lighting-NC			Lighting-NC			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Small - Lighting-NC			Lighting-NC			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			February-00			Storage - Conditioned - Lighting-NC			Lighting-NC			SCn			Storage - Conditioned			Storage_Building			Direct Match			Non Res


			February-00			Storage - Unconditioned - Lighting-NC			Lighting-NC			Sun			Storage - Unconditioned			Storage_Building			Direct Match			Non Res


			February-00			Transportation - Communication - Utilities - Lighting-NC			Lighting-NC			TCU			Transportation - Communication - Utilities			Large_Office			Approximation			Non Res


			February-00			Warehouse - Refrigerated - Lighting-NC			Lighting-NC			WRf			Warehouse - Refrigerated			Storage_Building			Approximation			Non Res


			February-00			Residential Mobile Home - Double-Wide - Lighting-NC			Lighting-NC			DMO			Residential Mobile Home - Double-Wide			Small_Office			Approximation			Non Res


			February-00			Residential Multi-family - Lighting-NC			Lighting-NC			MFM			Residential Multi-family			Small_Office			Approximation			Non Res


			February-00			Residential Single Family - Lighting-NC			Lighting-NC			SFM			Residential Single Family			Small_Office			Approximation			Non Res


			February-00			Agricultural - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			Agr			Agricultural			Large_Office			Approximation			Non Res


			February-00			Assembly - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			Asm			Assembly			Assembly			Direct Match			Non Res


			February-00			Health/Medical - Clinic - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			Cli			Health/Medical - Clinic			Small_Office			Approximation			Non Res


			February-00			Education - Community College - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			ECC			Education - Community College			College_University			Direct Match			Non Res


			February-00			Education - Primary School - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			Epr			Education - Primary School			School			Direct Match			Non Res


			February-00			Education - Relocatable Classroom - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			ERC			Education - Relocatable Classroom			School			Direct Match			Non Res


			February-00			Education - Secondary School - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			Ese			Education - Secondary School			School			Direct Match			Non Res


			February-00			Education - University - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			Eun			Education - University			College_University			Direct Match			Non Res


			February-00			Food Store - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			FSt			Food Store			Grocery_Store			Approximation			Non Res


			February-00			Grocery - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			Gro			Grocery			Grocery_Store			Direct Match			Non Res


			February-00			Lodging - Guest Rooms - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			GsR			Lodging - Guest Rooms			Small_Office			Approximation			Non Res


			February-00			Health/Medical - Hospital - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			February-00			Lodging - Hotel - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			Htl			Lodging - Hotel			Small_Office			Approximation			Non Res


			February-00			Industrial - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			Ind			Industrial			Large_Office			Approximation			Non Res


			February-00			Manufacturing - Bio/Tech - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			MBT			Manufacturing - Bio/Tech			Large_Office			Approximation			Non Res


			February-00			Misc - Commercial - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			MiC			Misc - Commercial			Small_Office			Approximation			Non Res


			February-00			Manufacturing - Light Industrial - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			MLI			Manufacturing - Light Industrial			Large_Office			Approximation			Non Res


			February-00			Lodging - Motel - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			Mtl			Lodging - Motel			Small_Office			Approximation			Non Res


			February-00			Health/Medical - Nursing Home - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			Nrs			Health/Medical - Nursing Home			Small_Office			Approximation			Non Res


			February-00			Office - Large - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			OfL			Office - Large			Large_Office			Direct Match			Non Res


			February-00			Office - Small - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			OfS			Office - Small			Small_Office			Direct Match			Non Res


			February-00			Restaurant - Fast-Food - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			RFF			Restaurant - Fast-Food			Fast_Food_Restaurant			Direct Match			Non Res


			February-00			Restaurant - Sit-Down - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			RSD			Restaurant - Sit-Down			Sit_Down_Restaurant			Direct Match			Non Res


			February-00			Retail - Multistory Large - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			Rt3			Retail - Multistory Large			Large_Office			Approximation			Non Res


			February-00			Retail - Single-Story Large - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			RtL			Retail - Single-Story Large			Large_Office			Approximation			Non Res


			February-00			Retail - Small - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			RtS			Retail - Small			Small_Office			Approximation			Non Res


			February-00			Storage - Conditioned - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			SCn			Storage - Conditioned			Large_Office			Approximation			Non Res


			February-00			Storage - Unconditioned - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			Sun			Storage - Unconditioned			Large_Office			Approximation			Non Res


			February-00			Transportation - Communication - Utilities - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			TCU			Transportation - Communication - Utilities			Large_Office			Approximation			Non Res


			February-00			Warehouse - Refrigerated - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			WRf			Warehouse - Refrigerated			Large_Office			Approximation			Non Res


			February-00			Residential Mobile Home - Double-Wide - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			DMO			Residential Mobile Home - Double-Wide			Small_Office			Approximation			Non Res


			February-00			Residential Multi-family - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			MFM			Residential Multi-family			Small_Office			Approximation			Non Res


			February-00			Residential Single Family - Lo_Gain_Wndw-NC			Lo_Gain_Wndw-NC			SFM			Residential Single Family			Small_Office			Approximation			Non Res


			February-00			Agricultural - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			Agr			Agricultural			Food_Store			Approximation			Non Res


			February-00			Assembly - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			Asm			Assembly			Food_Store			Approximation			Non Res


			February-00			Health/Medical - Clinic - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			Cli			Health/Medical - Clinic			Food_Store			Approximation			Non Res


			February-00			Education - Community College - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			ECC			Education - Community College			Food_Store			Approximation			Non Res


			February-00			Education - Primary School - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			Epr			Education - Primary School			Food_Store			Approximation			Non Res


			February-00			Education - Relocatable Classroom - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			ERC			Education - Relocatable Classroom			Food_Store			Approximation			Non Res


			February-00			Education - Secondary School - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			Ese			Education - Secondary School			Food_Store			Approximation			Non Res


			February-00			Education - University - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			Eun			Education - University			Food_Store			Approximation			Non Res


			February-00			Food Store - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			FSt			Food Store			Food_Store			Direct Match			Non Res


			February-00			Grocery - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			Gro			Grocery			Food_Store			Approximation			Non Res


			February-00			Lodging - Guest Rooms - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			GsR			Lodging - Guest Rooms			Food_Store			Approximation			Non Res


			February-00			Health/Medical - Hospital - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			Hsp			Health/Medical - Hospital			Food_Store			Approximation			Non Res


			February-00			Lodging - Hotel - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			Htl			Lodging - Hotel			Food_Store			Approximation			Non Res


			February-00			Industrial - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			Ind			Industrial			Food_Store			Approximation			Non Res


			February-00			Manufacturing - Bio/Tech - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			MBT			Manufacturing - Bio/Tech			Food_Store			Approximation			Non Res


			February-00			Misc - Commercial - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			MiC			Misc - Commercial			Food_Store			Approximation			Non Res


			February-00			Manufacturing - Light Industrial - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			MLI			Manufacturing - Light Industrial			Food_Store			Approximation			Non Res


			February-00			Lodging - Motel - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			Mtl			Lodging - Motel			Food_Store			Approximation			Non Res


			February-00			Health/Medical - Nursing Home - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			Nrs			Health/Medical - Nursing Home			Food_Store			Approximation			Non Res


			February-00			Office - Large - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			OfL			Office - Large			Food_Store			Approximation			Non Res


			February-00			Office - Small - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			OfS			Office - Small			Food_Store			Approximation			Non Res


			February-00			Restaurant - Fast-Food - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			RFF			Restaurant - Fast-Food			Food_Store			Approximation			Non Res


			February-00			Restaurant - Sit-Down - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			RSD			Restaurant - Sit-Down			Food_Store			Approximation			Non Res


			February-00			Retail - Multistory Large - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			Rt3			Retail - Multistory Large			Food_Store			Approximation			Non Res


			February-00			Retail - Single-Story Large - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			RtL			Retail - Single-Story Large			Food_Store			Approximation			Non Res


			February-00			Retail - Small - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			RtS			Retail - Small			Food_Store			Approximation			Non Res


			February-00			Storage - Conditioned - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			SCn			Storage - Conditioned			Food_Store			Approximation			Non Res


			February-00			Storage - Unconditioned - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			Sun			Storage - Unconditioned			Food_Store			Approximation			Non Res


			February-00			Transportation - Communication - Utilities - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			TCU			Transportation - Communication - Utilities			Food_Store			Approximation			Non Res


			February-00			Warehouse - Refrigerated - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			WRf			Warehouse - Refrigerated			Food_Store			Approximation			Non Res


			February-00			Residential Mobile Home - Double-Wide - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			DMO			Residential Mobile Home - Double-Wide			Food_Store			Approximation			Non Res


			February-00			Residential Multi-family - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			MFM			Residential Multi-family			Food_Store			Approximation			Non Res


			February-00			Residential Single Family - Lower_Cond_temp-Ret			Lower_Cond_temp-Ret			SFM			Residential Single Family			Food_Store			Approximation			Non Res


			February-00			N/A - New_AC-Ret			New_AC-Ret			December-99			N/A			Non-Refrig._Warehouse			Direct Match			Non Res


			February-00			Agricultural - New_AC-Ret			New_AC-Ret			Agr			Agricultural			Agricultural			Direct Match			Non Res


			February-00			Assembly - New_AC-Ret			New_AC-Ret			Asm			Assembly			Misc._Commercial			Approximation			Non Res


			February-00			Health/Medical - Clinic - New_AC-Ret			New_AC-Ret			Cli			Health/Medical - Clinic			Medical_Clinic			Direct Match			Non Res


			February-00			Education - Community College - New_AC-Ret			New_AC-Ret			ECC			Education - Community College			College_University			Direct Match			Non Res


			February-00			Education - Primary School - New_AC-Ret			New_AC-Ret			Epr			Education - Primary School			K_thru_12_School			Direct Match			Non Res


			February-00			Education - Relocatable Classroom - New_AC-Ret			New_AC-Ret			ERC			Education - Relocatable Classroom			K_thru_12_School			Approximation			Non Res


			February-00			Education - Secondary School - New_AC-Ret			New_AC-Ret			Ese			Education - Secondary School			K_thru_12_School			Direct Match			Non Res


			February-00			Education - University - New_AC-Ret			New_AC-Ret			Eun			Education - University			College_University			Direct Match			Non Res


			February-00			Food Store - New_AC-Ret			New_AC-Ret			FSt			Food Store			Food_Store			Direct Match			Non Res


			February-00			Grocery - New_AC-Ret			New_AC-Ret			Gro			Grocery			Food_Store			Approximation			Non Res


			February-00			Lodging - Guest Rooms - New_AC-Ret			New_AC-Ret			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			February-00			Health/Medical - Hospital - New_AC-Ret			New_AC-Ret			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			February-00			Lodging - Hotel - New_AC-Ret			New_AC-Ret			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			February-00			Industrial - New_AC-Ret			New_AC-Ret			Ind			Industrial			Industrial			Direct Match			Non Res


			February-00			Manufacturing - Bio/Tech - New_AC-Ret			New_AC-Ret			MBT			Manufacturing - Bio/Tech			Industrial			Approximation			Non Res


			February-00			Misc - Commercial - New_AC-Ret			New_AC-Ret			MiC			Misc - Commercial			Misc._Commercial			Direct Match			Non Res


			February-00			Manufacturing - Light Industrial - New_AC-Ret			New_AC-Ret			MLI			Manufacturing - Light Industrial			Industrial			Approximation			Non Res


			February-00			Lodging - Motel - New_AC-Ret			New_AC-Ret			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			February-00			Health/Medical - Nursing Home - New_AC-Ret			New_AC-Ret			Nrs			Health/Medical - Nursing Home			Medical_Clinic			Approximation			Non Res


			February-00			Office - Large - New_AC-Ret			New_AC-Ret			OfL			Office - Large			Large_Office			Direct Match			Non Res


			February-00			Office - Small - New_AC-Ret			New_AC-Ret			OfS			Office - Small			Small_Office			Direct Match			Non Res


			February-00			Restaurant - Fast-Food - New_AC-Ret			New_AC-Ret			RFF			Restaurant - Fast-Food			Restaurant			Direct Match			Non Res


			February-00			Restaurant - Sit-Down - New_AC-Ret			New_AC-Ret			RSD			Restaurant - Sit-Down			Restaurant			Direct Match			Non Res


			February-00			Retail - Multistory Large - New_AC-Ret			New_AC-Ret			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Single-Story Large - New_AC-Ret			New_AC-Ret			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Small - New_AC-Ret			New_AC-Ret			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			February-00			Storage - Conditioned - New_AC-Ret			New_AC-Ret			SCn			Storage - Conditioned			Refrigerated_Warehouse			Approximation			Non Res


			February-00			Storage - Unconditioned - New_AC-Ret			New_AC-Ret			Sun			Storage - Unconditioned			Non-Refrig._Warehouse			Approximation			Non Res


			February-00			Transportation - Communication - Utilities - New_AC-Ret			New_AC-Ret			TCU			Transportation - Communication - Utilities			Trans_Comm_Util			Direct Match			Non Res


			February-00			Warehouse - Refrigerated - New_AC-Ret			New_AC-Ret			WRf			Warehouse - Refrigerated			Refrigerated_Warehouse			Direct Match			Non Res


			February-00			Residential Mobile Home - Double-Wide - New_AC-Ret			New_AC-Ret			DMO			Residential Mobile Home - Double-Wide			Misc._Commercial			Approximation			Non Res


			February-00			Residential Multi-family - New_AC-Ret			New_AC-Ret			MFM			Residential Multi-family			Misc._Commercial			Approximation			Non Res


			February-00			Residential Single Family - New_AC-Ret			New_AC-Ret			SFM			Residential Single Family			Misc._Commercial			Approximation			Non Res


			February-00			N/A - New_HtPmp-Ret			New_HtPmp-Ret			December-99			N/A			Non-Refrig._Warehouse			Direct Match			Non Res


			February-00			Agricultural - New_HtPmp-Ret			New_HtPmp-Ret			Agr			Agricultural			Agricultural			Direct Match			Non Res


			February-00			Assembly - New_HtPmp-Ret			New_HtPmp-Ret			Asm			Assembly			Misc._Commercial			Approximation			Non Res


			February-00			Health/Medical - Clinic - New_HtPmp-Ret			New_HtPmp-Ret			Cli			Health/Medical - Clinic			Medical_Clinic			Direct Match			Non Res


			February-00			Education - Community College - New_HtPmp-Ret			New_HtPmp-Ret			ECC			Education - Community College			College_University			Direct Match			Non Res


			February-00			Education - Primary School - New_HtPmp-Ret			New_HtPmp-Ret			Epr			Education - Primary School			K_thru_12_School			Direct Match			Non Res


			February-00			Education - Relocatable Classroom - New_HtPmp-Ret			New_HtPmp-Ret			ERC			Education - Relocatable Classroom			K_thru_12_School			Approximation			Non Res


			February-00			Education - Secondary School - New_HtPmp-Ret			New_HtPmp-Ret			Ese			Education - Secondary School			K_thru_12_School			Direct Match			Non Res


			February-00			Education - University - New_HtPmp-Ret			New_HtPmp-Ret			Eun			Education - University			College_University			Direct Match			Non Res


			February-00			Food Store - New_HtPmp-Ret			New_HtPmp-Ret			FSt			Food Store			Food_Store			Direct Match			Non Res


			February-00			Grocery - New_HtPmp-Ret			New_HtPmp-Ret			Gro			Grocery			Food_Store			Approximation			Non Res


			February-00			Lodging - Guest Rooms - New_HtPmp-Ret			New_HtPmp-Ret			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			February-00			Health/Medical - Hospital - New_HtPmp-Ret			New_HtPmp-Ret			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			February-00			Lodging - Hotel - New_HtPmp-Ret			New_HtPmp-Ret			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			February-00			Industrial - New_HtPmp-Ret			New_HtPmp-Ret			Ind			Industrial			Industrial			Direct Match			Non Res


			February-00			Manufacturing - Bio/Tech - New_HtPmp-Ret			New_HtPmp-Ret			MBT			Manufacturing - Bio/Tech			Industrial			Approximation			Non Res


			February-00			Misc - Commercial - New_HtPmp-Ret			New_HtPmp-Ret			MiC			Misc - Commercial			Misc._Commercial			Direct Match			Non Res


			February-00			Manufacturing - Light Industrial - New_HtPmp-Ret			New_HtPmp-Ret			MLI			Manufacturing - Light Industrial			Industrial			Approximation			Non Res


			February-00			Lodging - Motel - New_HtPmp-Ret			New_HtPmp-Ret			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			February-00			Health/Medical - Nursing Home - New_HtPmp-Ret			New_HtPmp-Ret			Nrs			Health/Medical - Nursing Home			Medical_Clinic			Approximation			Non Res


			February-00			Office - Large - New_HtPmp-Ret			New_HtPmp-Ret			OfL			Office - Large			Large_Office			Direct Match			Non Res


			February-00			Office - Small - New_HtPmp-Ret			New_HtPmp-Ret			OfS			Office - Small			Small_Office			Direct Match			Non Res


			February-00			Restaurant - Fast-Food - New_HtPmp-Ret			New_HtPmp-Ret			RFF			Restaurant - Fast-Food			Restaurant			Direct Match			Non Res


			February-00			Restaurant - Sit-Down - New_HtPmp-Ret			New_HtPmp-Ret			RSD			Restaurant - Sit-Down			Restaurant			Direct Match			Non Res


			February-00			Retail - Multistory Large - New_HtPmp-Ret			New_HtPmp-Ret			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Single-Story Large - New_HtPmp-Ret			New_HtPmp-Ret			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Small - New_HtPmp-Ret			New_HtPmp-Ret			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			February-00			Storage - Conditioned - New_HtPmp-Ret			New_HtPmp-Ret			SCn			Storage - Conditioned			Refrigerated_Warehouse			Approximation			Non Res


			February-00			Storage - Unconditioned - New_HtPmp-Ret			New_HtPmp-Ret			Sun			Storage - Unconditioned			Non-Refrig._Warehouse			Approximation			Non Res


			February-00			Transportation - Communication - Utilities - New_HtPmp-Ret			New_HtPmp-Ret			TCU			Transportation - Communication - Utilities			Trans_Comm_Util			Direct Match			Non Res


			February-00			Warehouse - Refrigerated - New_HtPmp-Ret			New_HtPmp-Ret			WRf			Warehouse - Refrigerated			Refrigerated_Warehouse			Direct Match			Non Res


			February-00			Residential Mobile Home - Double-Wide - New_HtPmp-Ret			New_HtPmp-Ret			DMO			Residential Mobile Home - Double-Wide			Misc._Commercial			Approximation			Non Res


			February-00			Residential Multi-family - New_HtPmp-Ret			New_HtPmp-Ret			MFM			Residential Multi-family			Misc._Commercial			Approximation			Non Res


			February-00			Residential Single Family - New_HtPmp-Ret			New_HtPmp-Ret			SFM			Residential Single Family			Misc._Commercial			Approximation			Non Res


			February-00			N/A - Occupancy Sensor			Occupancy Sensor			December-99			N/A			Non-Refrig._Warehouse			Direct Match			Non Res


			February-00			Agricultural - Occupancy Sensor			Occupancy Sensor			Agr			Agricultural			Agricultural			Direct Match			Non Res


			February-00			Assembly - Occupancy Sensor			Occupancy Sensor			Asm			Assembly			Misc._Commercial			Approximation			Non Res


			February-00			Health/Medical - Clinic - Occupancy Sensor			Occupancy Sensor			Cli			Health/Medical - Clinic			Misc._Commercial			Approximation			Non Res


			February-00			Education - Community College - Occupancy Sensor			Occupancy Sensor			ECC			Education - Community College			K_thru_12_School			Approximation			Non Res


			February-00			Education - Primary School - Occupancy Sensor			Occupancy Sensor			Epr			Education - Primary School			K_thru_12_School			Direct Match			Non Res


			February-00			Education - Relocatable Classroom - Occupancy Sensor			Occupancy Sensor			ERC			Education - Relocatable Classroom			K_thru_12_School			Approximation			Non Res


			February-00			Education - Secondary School - Occupancy Sensor			Occupancy Sensor			Ese			Education - Secondary School			K_thru_12_School			Direct Match			Non Res


			February-00			Education - University - Occupancy Sensor			Occupancy Sensor			Eun			Education - University			K_thru_12_School			Approximation			Non Res


			February-00			Food Store - Occupancy Sensor			Occupancy Sensor			FSt			Food Store			Misc._Commercial			Approximation			Non Res


			February-00			Grocery - Occupancy Sensor			Occupancy Sensor			Gro			Grocery			Misc._Commercial			Approximation			Non Res


			February-00			Lodging - Guest Rooms - Occupancy Sensor			Occupancy Sensor			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			February-00			Health/Medical - Hospital - Occupancy Sensor			Occupancy Sensor			Hsp			Health/Medical - Hospital			Misc._Commercial			Approximation			Non Res


			February-00			Lodging - Hotel - Occupancy Sensor			Occupancy Sensor			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			February-00			Industrial - Occupancy Sensor			Occupancy Sensor			Ind			Industrial			Industrial			Direct Match			Non Res


			February-00			Manufacturing - Bio/Tech - Occupancy Sensor			Occupancy Sensor			MBT			Manufacturing - Bio/Tech			Industrial			Approximation			Non Res


			February-00			Misc - Commercial - Occupancy Sensor			Occupancy Sensor			MiC			Misc - Commercial			Misc._Commercial			Direct Match			Non Res


			February-00			Manufacturing - Light Industrial - Occupancy Sensor			Occupancy Sensor			MLI			Manufacturing - Light Industrial			Industrial			Approximation			Non Res


			February-00			Lodging - Motel - Occupancy Sensor			Occupancy Sensor			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			February-00			Health/Medical - Nursing Home - Occupancy Sensor			Occupancy Sensor			Nrs			Health/Medical - Nursing Home			Misc._Commercial			Approximation			Non Res


			February-00			Office - Large - Occupancy Sensor			Occupancy Sensor			OfL			Office - Large			Large_Office			Direct Match			Non Res


			February-00			Office - Small - Occupancy Sensor			Occupancy Sensor			OfS			Office - Small			Small_Office			Direct Match			Non Res


			February-00			Restaurant - Fast-Food - Occupancy Sensor			Occupancy Sensor			RFF			Restaurant - Fast-Food			Misc._Commercial			Approximation			Non Res


			February-00			Restaurant - Sit-Down - Occupancy Sensor			Occupancy Sensor			RSD			Restaurant - Sit-Down			Misc._Commercial			Approximation			Non Res


			February-00			Retail - Multistory Large - Occupancy Sensor			Occupancy Sensor			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Single-Story Large - Occupancy Sensor			Occupancy Sensor			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Small - Occupancy Sensor			Occupancy Sensor			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			February-00			Storage - Conditioned - Occupancy Sensor			Occupancy Sensor			SCn			Storage - Conditioned			Misc._Commercial			Approximation			Non Res


			February-00			Storage - Unconditioned - Occupancy Sensor			Occupancy Sensor			Sun			Storage - Unconditioned			Misc._Commercial			Approximation			Non Res


			February-00			Transportation - Communication - Utilities - Occupancy Sensor			Occupancy Sensor			TCU			Transportation - Communication - Utilities			Trans_Comm_Util			Direct Match			Non Res


			February-00			Warehouse - Refrigerated - Occupancy Sensor			Occupancy Sensor			WRf			Warehouse - Refrigerated			Misc._Commercial			Approximation			Non Res


			February-00			Residential Mobile Home - Double-Wide - Occupancy Sensor			Occupancy Sensor			DMO			Residential Mobile Home - Double-Wide			Misc._Commercial			Approximation			Non Res


			February-00			Residential Multi-family - Occupancy Sensor			Occupancy Sensor			MFM			Residential Multi-family			Misc._Commercial			Approximation			Non Res


			February-00			Residential Single Family - Occupancy Sensor			Occupancy Sensor			SFM			Residential Single Family			Misc._Commercial			Approximation			Non Res


			February-00			Agricultural - Outdoor Lt			Outdoor Lt			Agr			Agricultural			Misc._Commercial			Approximation			Non Res


			February-00			Assembly - Outdoor Lt			Outdoor Lt			Asm			Assembly			Misc._Commercial			Approximation			Non Res


			February-00			Health/Medical - Clinic - Outdoor Lt			Outdoor Lt			Cli			Health/Medical - Clinic			Misc._Commercial			Approximation			Non Res


			February-00			Education - Community College - Outdoor Lt			Outdoor Lt			ECC			Education - Community College			Misc._Commercial			Approximation			Non Res


			February-00			Education - Primary School - Outdoor Lt			Outdoor Lt			Epr			Education - Primary School			Misc._Commercial			Approximation			Non Res


			February-00			Education - Relocatable Classroom - Outdoor Lt			Outdoor Lt			ERC			Education - Relocatable Classroom			Misc._Commercial			Approximation			Non Res


			February-00			Education - Secondary School - Outdoor Lt			Outdoor Lt			Ese			Education - Secondary School			Misc._Commercial			Approximation			Non Res


			February-00			Education - University - Outdoor Lt			Outdoor Lt			Eun			Education - University			Misc._Commercial			Approximation			Non Res


			February-00			Food Store - Outdoor Lt			Outdoor Lt			FSt			Food Store			Misc._Commercial			Approximation			Non Res


			February-00			Grocery - Outdoor Lt			Outdoor Lt			Gro			Grocery			Misc._Commercial			Approximation			Non Res


			February-00			Lodging - Guest Rooms - Outdoor Lt			Outdoor Lt			GsR			Lodging - Guest Rooms			Misc._Commercial			Approximation			Non Res


			February-00			Health/Medical - Hospital - Outdoor Lt			Outdoor Lt			Hsp			Health/Medical - Hospital			Misc._Commercial			Approximation			Non Res


			February-00			Lodging - Hotel - Outdoor Lt			Outdoor Lt			Htl			Lodging - Hotel			Misc._Commercial			Approximation			Non Res


			February-00			Industrial - Outdoor Lt			Outdoor Lt			Ind			Industrial			Misc._Commercial			Approximation			Non Res


			February-00			Manufacturing - Bio/Tech - Outdoor Lt			Outdoor Lt			MBT			Manufacturing - Bio/Tech			Misc._Commercial			Approximation			Non Res


			February-00			Misc - Commercial - Outdoor Lt			Outdoor Lt			MiC			Misc - Commercial			Misc._Commercial			Direct Match			Non Res


			February-00			Manufacturing - Light Industrial - Outdoor Lt			Outdoor Lt			MLI			Manufacturing - Light Industrial			Misc._Commercial			Approximation			Non Res


			February-00			Lodging - Motel - Outdoor Lt			Outdoor Lt			Mtl			Lodging - Motel			Misc._Commercial			Approximation			Non Res


			February-00			Health/Medical - Nursing Home - Outdoor Lt			Outdoor Lt			Nrs			Health/Medical - Nursing Home			Misc._Commercial			Approximation			Non Res


			February-00			Office - Large - Outdoor Lt			Outdoor Lt			OfL			Office - Large			Misc._Commercial			Approximation			Non Res


			February-00			Office - Small - Outdoor Lt			Outdoor Lt			OfS			Office - Small			Misc._Commercial			Approximation			Non Res


			February-00			Restaurant - Fast-Food - Outdoor Lt			Outdoor Lt			RFF			Restaurant - Fast-Food			Misc._Commercial			Approximation			Non Res


			February-00			Restaurant - Sit-Down - Outdoor Lt			Outdoor Lt			RSD			Restaurant - Sit-Down			Misc._Commercial			Approximation			Non Res


			February-00			Retail - Multistory Large - Outdoor Lt			Outdoor Lt			Rt3			Retail - Multistory Large			Misc._Commercial			Approximation			Non Res


			February-00			Retail - Single-Story Large - Outdoor Lt			Outdoor Lt			RtL			Retail - Single-Story Large			Misc._Commercial			Approximation			Non Res


			February-00			Retail - Small - Outdoor Lt			Outdoor Lt			RtS			Retail - Small			Misc._Commercial			Approximation			Non Res


			February-00			Storage - Conditioned - Outdoor Lt			Outdoor Lt			SCn			Storage - Conditioned			Misc._Commercial			Approximation			Non Res


			February-00			Storage - Unconditioned - Outdoor Lt			Outdoor Lt			Sun			Storage - Unconditioned			Misc._Commercial			Approximation			Non Res


			February-00			Transportation - Communication - Utilities - Outdoor Lt			Outdoor Lt			TCU			Transportation - Communication - Utilities			Misc._Commercial			Approximation			Non Res


			February-00			Warehouse - Refrigerated - Outdoor Lt			Outdoor Lt			WRf			Warehouse - Refrigerated			Misc._Commercial			Approximation			Non Res


			February-00			Residential Mobile Home - Double-Wide - Outdoor Lt			Outdoor Lt			DMO			Residential Mobile Home - Double-Wide			Misc._Commercial			Approximation			Non Res


			February-00			Residential Multi-family - Outdoor Lt			Outdoor Lt			MFM			Residential Multi-family			Misc._Commercial			Approximation			Non Res


			February-00			Residential Single Family - Outdoor Lt			Outdoor Lt			SFM			Residential Single Family			Misc._Commercial			Approximation			Non Res


			February-00			Agricultural - Package_AC-NC			Package_AC-NC			Agr			Agricultural			Small_Office			Approximation			Non Res


			February-00			Assembly - Package_AC-NC			Package_AC-NC			Asm			Assembly			Small_Office			Approximation			Non Res


			February-00			Health/Medical - Clinic - Package_AC-NC			Package_AC-NC			Cli			Health/Medical - Clinic			Small_Office			Approximation			Non Res


			February-00			Education - Community College - Package_AC-NC			Package_AC-NC			ECC			Education - Community College			School			Approximation			Non Res


			February-00			Education - Primary School - Package_AC-NC			Package_AC-NC			Epr			Education - Primary School			School			Direct Match			Non Res


			February-00			Education - Relocatable Classroom - Package_AC-NC			Package_AC-NC			ERC			Education - Relocatable Classroom			School			Direct Match			Non Res


			February-00			Education - Secondary School - Package_AC-NC			Package_AC-NC			Ese			Education - Secondary School			School			Direct Match			Non Res


			February-00			Education - University - Package_AC-NC			Package_AC-NC			Eun			Education - University			School			Approximation			Non Res


			February-00			Food Store - Package_AC-NC			Package_AC-NC			FSt			Food Store			Small_Office			Approximation			Non Res


			February-00			Grocery - Package_AC-NC			Package_AC-NC			Gro			Grocery			Small_Office			Approximation			Non Res


			February-00			Lodging - Guest Rooms - Package_AC-NC			Package_AC-NC			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			February-00			Health/Medical - Hospital - Package_AC-NC			Package_AC-NC			Hsp			Health/Medical - Hospital			Small_Office			Approximation			Non Res


			February-00			Lodging - Hotel - Package_AC-NC			Package_AC-NC			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			February-00			Industrial - Package_AC-NC			Package_AC-NC			Ind			Industrial			Small_Office			Approximation			Non Res


			February-00			Manufacturing - Bio/Tech - Package_AC-NC			Package_AC-NC			MBT			Manufacturing - Bio/Tech			Small_Office			Approximation			Non Res


			February-00			Misc - Commercial - Package_AC-NC			Package_AC-NC			MiC			Misc - Commercial			Small_Office			Approximation			Non Res


			February-00			Manufacturing - Light Industrial - Package_AC-NC			Package_AC-NC			MLI			Manufacturing - Light Industrial			Small_Office			Approximation			Non Res


			February-00			Lodging - Motel - Package_AC-NC			Package_AC-NC			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			February-00			Health/Medical - Nursing Home - Package_AC-NC			Package_AC-NC			Nrs			Health/Medical - Nursing Home			Small_Office			Approximation			Non Res


			February-00			Office - Large - Package_AC-NC			Package_AC-NC			OfL			Office - Large			Small_Office			Approximation			Non Res


			February-00			Office - Small - Package_AC-NC			Package_AC-NC			OfS			Office - Small			Small_Office			Direct Match			Non Res


			February-00			Restaurant - Fast-Food - Package_AC-NC			Package_AC-NC			RFF			Restaurant - Fast-Food			Fast_Food_Restaurant			Direct Match			Non Res


			February-00			Restaurant - Sit-Down - Package_AC-NC			Package_AC-NC			RSD			Restaurant - Sit-Down			Fast_Food_Restaurant			Approximation			Non Res


			February-00			Retail - Multistory Large - Package_AC-NC			Package_AC-NC			Rt3			Retail - Multistory Large			Small_Retail_Store			Approximation			Non Res


			February-00			Retail - Single-Story Large - Package_AC-NC			Package_AC-NC			RtL			Retail - Single-Story Large			Small_Retail_Store			Approximation			Non Res


			February-00			Retail - Small - Package_AC-NC			Package_AC-NC			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			February-00			Storage - Conditioned - Package_AC-NC			Package_AC-NC			SCn			Storage - Conditioned			Small_Office			Approximation			Non Res


			February-00			Storage - Unconditioned - Package_AC-NC			Package_AC-NC			Sun			Storage - Unconditioned			Small_Office			Approximation			Non Res


			February-00			Transportation - Communication - Utilities - Package_AC-NC			Package_AC-NC			TCU			Transportation - Communication - Utilities			Small_Office			Approximation			Non Res


			February-00			Warehouse - Refrigerated - Package_AC-NC			Package_AC-NC			WRf			Warehouse - Refrigerated			Small_Office			Approximation			Non Res


			February-00			Residential Mobile Home - Double-Wide - Package_AC-NC			Package_AC-NC			DMO			Residential Mobile Home - Double-Wide			Small_Office			Approximation			Non Res


			February-00			Residential Multi-family - Package_AC-NC			Package_AC-NC			MFM			Residential Multi-family			Small_Office			Approximation			Non Res


			February-00			Residential Single Family - Package_AC-NC			Package_AC-NC			SFM			Residential Single Family			Small_Office			Approximation			Non Res


			February-00			N/A - Perimter Lt Control			Perimter Lt Control			December-99			N/A			Restaurant			Direct Match			Non Res


			February-00			N/A - Perimter Lt Control			Perimter Lt Control			December-99			N/A			Non-Refrig._Warehouse			Direct Match			Non Res


			February-00			Agricultural - Perimter Lt Control			Perimter Lt Control			Agr			Agricultural			Agricultural			Direct Match			Non Res


			February-00			Assembly - Perimter Lt Control			Perimter Lt Control			Asm			Assembly			Assembly			Direct Match			Non Res


			February-00			Health/Medical - Clinic - Perimter Lt Control			Perimter Lt Control			Cli			Health/Medical - Clinic			Medical_Clinic			Direct Match			Non Res


			February-00			Education - Community College - Perimter Lt Control			Perimter Lt Control			ECC			Education - Community College			College_University			Direct Match			Non Res


			February-00			Education - Primary School - Perimter Lt Control			Perimter Lt Control			Epr			Education - Primary School			K_thru_12_School			Direct Match			Non Res


			February-00			Education - Relocatable Classroom - Perimter Lt Control			Perimter Lt Control			ERC			Education - Relocatable Classroom			School			Direct Match			Non Res


			February-00			Education - Secondary School - Perimter Lt Control			Perimter Lt Control			Ese			Education - Secondary School			K_thru_12_School			Direct Match			Non Res


			February-00			Education - University - Perimter Lt Control			Perimter Lt Control			Eun			Education - University			College_University			Direct Match			Non Res


			February-00			Food Store - Perimter Lt Control			Perimter Lt Control			FSt			Food Store			Food_Store			Direct Match			Non Res


			February-00			Grocery - Perimter Lt Control			Perimter Lt Control			Gro			Grocery			Grocery_Store			Direct Match			Non Res


			February-00			Lodging - Guest Rooms - Perimter Lt Control			Perimter Lt Control			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			February-00			Health/Medical - Hospital - Perimter Lt Control			Perimter Lt Control			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			February-00			Lodging - Hotel - Perimter Lt Control			Perimter Lt Control			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			February-00			Industrial - Perimter Lt Control			Perimter Lt Control			Ind			Industrial			Industrial			Direct Match			Non Res


			February-00			Manufacturing - Bio/Tech - Perimter Lt Control			Perimter Lt Control			MBT			Manufacturing - Bio/Tech			Industrial			Approximation			Non Res


			February-00			Misc - Commercial - Perimter Lt Control			Perimter Lt Control			MiC			Misc - Commercial			Misc._Commercial			Direct Match			Non Res


			February-00			Manufacturing - Light Industrial - Perimter Lt Control			Perimter Lt Control			MLI			Manufacturing - Light Industrial			Industrial			Approximation			Non Res


			February-00			Lodging - Motel - Perimter Lt Control			Perimter Lt Control			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			February-00			Health/Medical - Nursing Home - Perimter Lt Control			Perimter Lt Control			Nrs			Health/Medical - Nursing Home			Medical_Clinic			Approximation			Non Res


			February-00			Office - Large - Perimter Lt Control			Perimter Lt Control			OfL			Office - Large			Large_Office			Direct Match			Non Res


			February-00			Office - Small - Perimter Lt Control			Perimter Lt Control			OfS			Office - Small			Small_Office			Direct Match			Non Res


			February-00			Restaurant - Fast-Food - Perimter Lt Control			Perimter Lt Control			RFF			Restaurant - Fast-Food			Fast_Food_Restaurant			Direct Match			Non Res


			February-00			Restaurant - Sit-Down - Perimter Lt Control			Perimter Lt Control			RSD			Restaurant - Sit-Down			Sit_Down_Restaurant			Direct Match			Non Res


			February-00			Retail - Multistory Large - Perimter Lt Control			Perimter Lt Control			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Single-Story Large - Perimter Lt Control			Perimter Lt Control			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Small - Perimter Lt Control			Perimter Lt Control			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			February-00			Storage - Conditioned - Perimter Lt Control			Perimter Lt Control			SCn			Storage - Conditioned			Storage_Building			Direct Match			Non Res


			February-00			Storage - Unconditioned - Perimter Lt Control			Perimter Lt Control			Sun			Storage - Unconditioned			Storage_Building			Direct Match			Non Res


			February-00			Transportation - Communication - Utilities - Perimter Lt Control			Perimter Lt Control			TCU			Transportation - Communication - Utilities			Trans_Comm_Util			Direct Match			Non Res


			February-00			Warehouse - Refrigerated - Perimter Lt Control			Perimter Lt Control			WRf			Warehouse - Refrigerated			Refrigerated_Warehouse			Direct Match			Non Res


			February-00			Residential Mobile Home - Double-Wide - Perimter Lt Control			Perimter Lt Control			DMO			Residential Mobile Home - Double-Wide			Misc._Commercial			Approximation			Non Res


			February-00			Residential Multi-family - Perimter Lt Control			Perimter Lt Control			MFM			Residential Multi-family			Misc._Commercial			Approximation			Non Res


			February-00			Residential Single Family - Perimter Lt Control			Perimter Lt Control			SFM			Residential Single Family			Misc._Commercial			Approximation			Non Res


			February-00			N/A - Pool HtPmp			Pool HtPmp			December-99			N/A			Restaurant			Direct Match			Non Res


			February-00			N/A - Pool HtPmp			Pool HtPmp			December-99			N/A			Non-Refrig._Warehouse			Direct Match			Non Res


			February-00			Agricultural - Pool HtPmp			Pool HtPmp			Agr			Agricultural			Agricultural			Direct Match			Non Res


			February-00			Assembly - Pool HtPmp			Pool HtPmp			Asm			Assembly			Assembly			Direct Match			Non Res


			February-00			Health/Medical - Clinic - Pool HtPmp			Pool HtPmp			Cli			Health/Medical - Clinic			Medical_Clinic			Direct Match			Non Res


			February-00			Education - Community College - Pool HtPmp			Pool HtPmp			ECC			Education - Community College			College_University			Direct Match			Non Res


			February-00			Education - Primary School - Pool HtPmp			Pool HtPmp			Epr			Education - Primary School			K_thru_12_School			Direct Match			Non Res


			February-00			Education - Relocatable Classroom - Pool HtPmp			Pool HtPmp			ERC			Education - Relocatable Classroom			School			Direct Match			Non Res


			February-00			Education - Secondary School - Pool HtPmp			Pool HtPmp			Ese			Education - Secondary School			K_thru_12_School			Direct Match			Non Res


			February-00			Education - University - Pool HtPmp			Pool HtPmp			Eun			Education - University			College_University			Direct Match			Non Res


			February-00			Food Store - Pool HtPmp			Pool HtPmp			FSt			Food Store			Food_Store			Direct Match			Non Res


			February-00			Grocery - Pool HtPmp			Pool HtPmp			Gro			Grocery			Grocery_Store			Direct Match			Non Res


			February-00			Lodging - Guest Rooms - Pool HtPmp			Pool HtPmp			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			February-00			Health/Medical - Hospital - Pool HtPmp			Pool HtPmp			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			February-00			Lodging - Hotel - Pool HtPmp			Pool HtPmp			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			February-00			Industrial - Pool HtPmp			Pool HtPmp			Ind			Industrial			Industrial			Direct Match			Non Res


			February-00			Manufacturing - Bio/Tech - Pool HtPmp			Pool HtPmp			MBT			Manufacturing - Bio/Tech			Industrial			Approximation			Non Res


			February-00			Misc - Commercial - Pool HtPmp			Pool HtPmp			MiC			Misc - Commercial			Misc._Commercial			Direct Match			Non Res


			February-00			Manufacturing - Light Industrial - Pool HtPmp			Pool HtPmp			MLI			Manufacturing - Light Industrial			Industrial			Approximation			Non Res


			February-00			Lodging - Motel - Pool HtPmp			Pool HtPmp			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			February-00			Health/Medical - Nursing Home - Pool HtPmp			Pool HtPmp			Nrs			Health/Medical - Nursing Home			Medical_Clinic			Approximation			Non Res


			February-00			Office - Large - Pool HtPmp			Pool HtPmp			OfL			Office - Large			Large_Office			Direct Match			Non Res


			February-00			Office - Small - Pool HtPmp			Pool HtPmp			OfS			Office - Small			Small_Office			Direct Match			Non Res


			February-00			Restaurant - Fast-Food - Pool HtPmp			Pool HtPmp			RFF			Restaurant - Fast-Food			Fast_Food_Restaurant			Direct Match			Non Res


			February-00			Restaurant - Sit-Down - Pool HtPmp			Pool HtPmp			RSD			Restaurant - Sit-Down			Sit_Down_Restaurant			Direct Match			Non Res


			February-00			Retail - Multistory Large - Pool HtPmp			Pool HtPmp			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Single-Story Large - Pool HtPmp			Pool HtPmp			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Small - Pool HtPmp			Pool HtPmp			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			February-00			Storage - Conditioned - Pool HtPmp			Pool HtPmp			SCn			Storage - Conditioned			Storage_Building			Direct Match			Non Res


			February-00			Storage - Unconditioned - Pool HtPmp			Pool HtPmp			Sun			Storage - Unconditioned			Storage_Building			Direct Match			Non Res


			February-00			Transportation - Communication - Utilities - Pool HtPmp			Pool HtPmp			TCU			Transportation - Communication - Utilities			Trans_Comm_Util			Direct Match			Non Res


			February-00			Warehouse - Refrigerated - Pool HtPmp			Pool HtPmp			WRf			Warehouse - Refrigerated			Refrigerated_Warehouse			Direct Match			Non Res


			February-00			Residential Mobile Home - Double-Wide - Pool HtPmp			Pool HtPmp			DMO			Residential Mobile Home - Double-Wide			Misc._Commercial			Approximation			Non Res


			February-00			Residential Multi-family - Pool HtPmp			Pool HtPmp			MFM			Residential Multi-family			Misc._Commercial			Approximation			Non Res


			February-00			Residential Single Family - Pool HtPmp			Pool HtPmp			SFM			Residential Single Family			Misc._Commercial			Approximation			Non Res


			February-00			N/A - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			December-99			N/A			Non-Refrig._Warehouse			Direct Match			Non Res


			February-00			Agricultural - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			Agr			Agricultural			Agricultural			Direct Match			Non Res


			February-00			Assembly - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			Asm			Assembly			Large_Office			Approximation			Non Res


			February-00			Health/Medical - Clinic - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			Cli			Health/Medical - Clinic			Small_Office			Approximation			Non Res


			February-00			Education - Community College - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			ECC			Education - Community College			College_University			Direct Match			Non Res


			February-00			Education - Primary School - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			Epr			Education - Primary School			Small_Office			Approximation			Non Res


			February-00			Education - Relocatable Classroom - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			ERC			Education - Relocatable Classroom			Small_Office			Approximation			Non Res


			February-00			Education - Secondary School - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			Ese			Education - Secondary School			Small_Office			Approximation			Non Res


			February-00			Education - University - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			Eun			Education - University			College_University			Direct Match			Non Res


			February-00			Food Store - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			FSt			Food Store			Food_Store			Direct Match			Non Res


			February-00			Grocery - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			Gro			Grocery			Food_Store			Approximation			Non Res


			February-00			Lodging - Guest Rooms - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			February-00			Health/Medical - Hospital - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			Hsp			Health/Medical - Hospital			College_University			Approximation			Non Res


			February-00			Lodging - Hotel - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			February-00			Industrial - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			Ind			Industrial			Industrial			Direct Match			Non Res


			February-00			Manufacturing - Bio/Tech - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			MBT			Manufacturing - Bio/Tech			Industrial			Approximation			Non Res


			February-00			Misc - Commercial - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			MiC			Misc - Commercial			Misc._Commercial			Direct Match			Non Res


			February-00			Manufacturing - Light Industrial - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			MLI			Manufacturing - Light Industrial			Industrial			Approximation			Non Res


			February-00			Lodging - Motel - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			February-00			Health/Medical - Nursing Home - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			Nrs			Health/Medical - Nursing Home			Small_Office			Approximation			Non Res


			February-00			Office - Large - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			OfL			Office - Large			Large_Office			Direct Match			Non Res


			February-00			Office - Small - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			OfS			Office - Small			Small_Office			Direct Match			Non Res


			February-00			Restaurant - Fast-Food - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			RFF			Restaurant - Fast-Food			Small_Office			Approximation			Non Res


			February-00			Restaurant - Sit-Down - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			RSD			Restaurant - Sit-Down			Small_Office			Approximation			Non Res


			February-00			Retail - Multistory Large - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Single-Story Large - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Small - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			February-00			Storage - Conditioned - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			SCn			Storage - Conditioned			Misc._Commercial			Approximation			Non Res


			February-00			Storage - Unconditioned - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			Sun			Storage - Unconditioned			Non-Refrig._Warehouse			Approximation			Non Res


			February-00			Transportation - Communication - Utilities - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			TCU			Transportation - Communication - Utilities			Trans_Comm_Util			Direct Match			Non Res


			February-00			Warehouse - Refrigerated - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			WRf			Warehouse - Refrigerated			Misc._Commercial			Approximation			Non Res


			February-00			Residential Mobile Home - Double-Wide - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			DMO			Residential Mobile Home - Double-Wide			Misc._Commercial			Approximation			Non Res


			February-00			Residential Multi-family - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			MFM			Residential Multi-family			Misc._Commercial			Approximation			Non Res


			February-00			Residential Single Family - Reduce_Cooling_Load-Ret			Reduce_Cooling_Load-Ret			SFM			Residential Single Family			Misc._Commercial			Approximation			Non Res


			February-00			N/A - Refrigeration			Refrigeration			December-99			N/A			Restaurant			Direct Match			Non Res


			February-00			N/A - Refrigeration			Refrigeration			December-99			N/A			Non-Refrig._Warehouse			Direct Match			Non Res


			February-00			Agricultural - Refrigeration			Refrigeration			Agr			Agricultural			Agricultural			Direct Match			Non Res


			February-00			Assembly - Refrigeration			Refrigeration			Asm			Assembly			Assembly			Direct Match			Non Res


			February-00			Health/Medical - Clinic - Refrigeration			Refrigeration			Cli			Health/Medical - Clinic			Medical_Clinic			Direct Match			Non Res


			February-00			Education - Community College - Refrigeration			Refrigeration			ECC			Education - Community College			College_University			Direct Match			Non Res


			February-00			Education - Primary School - Refrigeration			Refrigeration			Epr			Education - Primary School			K_thru_12_School			Direct Match			Non Res


			February-00			Education - Relocatable Classroom - Refrigeration			Refrigeration			ERC			Education - Relocatable Classroom			K_thru_12_School			Direct Match			Non Res


			February-00			Education - Secondary School - Refrigeration			Refrigeration			Ese			Education - Secondary School			K_thru_12_School			Direct Match			Non Res


			February-00			Education - University - Refrigeration			Refrigeration			Eun			Education - University			College_University			Direct Match			Non Res


			February-00			Food Store - Refrigeration			Refrigeration			FSt			Food Store			Food_Store			Direct Match			Non Res


			February-00			Grocery - Refrigeration			Refrigeration			Gro			Grocery			Grocery_Store			Direct Match			Non Res


			February-00			Lodging - Guest Rooms - Refrigeration			Refrigeration			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			February-00			Health/Medical - Hospital - Refrigeration			Refrigeration			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			February-00			Lodging - Hotel - Refrigeration			Refrigeration			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			February-00			Industrial - Refrigeration			Refrigeration			Ind			Industrial			Industrial			Direct Match			Non Res


			February-00			Manufacturing - Bio/Tech - Refrigeration			Refrigeration			MBT			Manufacturing - Bio/Tech			Industrial			Approximation			Non Res


			February-00			Misc - Commercial - Refrigeration			Refrigeration			MiC			Misc - Commercial			Misc._Commercial			Direct Match			Non Res


			February-00			Manufacturing - Light Industrial - Refrigeration			Refrigeration			MLI			Manufacturing - Light Industrial			Industrial			Approximation			Non Res


			February-00			Lodging - Motel - Refrigeration			Refrigeration			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			February-00			Health/Medical - Nursing Home - Refrigeration			Refrigeration			Nrs			Health/Medical - Nursing Home			Medical_Clinic			Approximation			Non Res


			February-00			Office - Large - Refrigeration			Refrigeration			OfL			Office - Large			Large_Office			Direct Match			Non Res


			February-00			Office - Small - Refrigeration			Refrigeration			OfS			Office - Small			Small_Office			Direct Match			Non Res


			February-00			Restaurant - Fast-Food - Refrigeration			Refrigeration			RFF			Restaurant - Fast-Food			Fast_Food_Restaurant			Direct Match			Non Res


			February-00			Restaurant - Sit-Down - Refrigeration			Refrigeration			RSD			Restaurant - Sit-Down			Sit_Down_Restaurant			Direct Match			Non Res


			February-00			Retail - Multistory Large - Refrigeration			Refrigeration			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Single-Story Large - Refrigeration			Refrigeration			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Small - Refrigeration			Refrigeration			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			February-00			Storage - Conditioned - Refrigeration			Refrigeration			SCn			Storage - Conditioned			Storage_Building			Direct Match			Non Res


			February-00			Storage - Unconditioned - Refrigeration			Refrigeration			Sun			Storage - Unconditioned			Storage_Building			Direct Match			Non Res


			February-00			Transportation - Communication - Utilities - Refrigeration			Refrigeration			TCU			Transportation - Communication - Utilities			Trans_Comm_Util			Direct Match			Non Res


			February-00			Warehouse - Refrigerated - Refrigeration			Refrigeration			WRf			Warehouse - Refrigerated			Refrigerated_Warehouse			Direct Match			Non Res


			February-00			Residential Mobile Home - Double-Wide - Refrigeration			Refrigeration			DMO			Residential Mobile Home - Double-Wide			Misc._Commercial			Approximation			Non Res


			February-00			Residential Multi-family - Refrigeration			Refrigeration			MFM			Residential Multi-family			Misc._Commercial			Approximation			Non Res


			February-00			Residential Single Family - Refrigeration			Refrigeration			SFM			Residential Single Family			Misc._Commercial			Approximation			Non Res


			February-00			Agricultural - Refrig-RC			Refrig-RC			Agr			Agricultural			Residential			Approximation			Res


			February-00			Assembly - Refrig-RC			Refrig-RC			Asm			Assembly			Residential			Approximation			Res


			February-00			Health/Medical - Clinic - Refrig-RC			Refrig-RC			Cli			Health/Medical - Clinic			Residential			Approximation			Res


			February-00			Education - Community College - Refrig-RC			Refrig-RC			ECC			Education - Community College			Residential			Approximation			Res


			February-00			Education - Primary School - Refrig-RC			Refrig-RC			Epr			Education - Primary School			Residential			Approximation			Res


			February-00			Education - Relocatable Classroom - Refrig-RC			Refrig-RC			ERC			Education - Relocatable Classroom			Residential			Approximation			Res


			February-00			Education - Secondary School - Refrig-RC			Refrig-RC			Ese			Education - Secondary School			Residential			Approximation			Res


			February-00			Education - University - Refrig-RC			Refrig-RC			Eun			Education - University			Residential			Approximation			Res


			February-00			Food Store - Refrig-RC			Refrig-RC			FSt			Food Store			Residential			Approximation			Res


			February-00			Grocery - Refrig-RC			Refrig-RC			Gro			Grocery			Residential			Approximation			Res


			February-00			Lodging - Guest Rooms - Refrig-RC			Refrig-RC			GsR			Lodging - Guest Rooms			Residential			Approximation			Res


			February-00			Health/Medical - Hospital - Refrig-RC			Refrig-RC			Hsp			Health/Medical - Hospital			Residential			Approximation			Res


			February-00			Lodging - Hotel - Refrig-RC			Refrig-RC			Htl			Lodging - Hotel			Residential			Approximation			Res


			February-00			Industrial - Refrig-RC			Refrig-RC			Ind			Industrial			Residential			Approximation			Res


			February-00			Manufacturing - Bio/Tech - Refrig-RC			Refrig-RC			MBT			Manufacturing - Bio/Tech			Residential			Approximation			Res


			February-00			Misc - Commercial - Refrig-RC			Refrig-RC			MiC			Misc - Commercial			Residential			Approximation			Res


			February-00			Manufacturing - Light Industrial - Refrig-RC			Refrig-RC			MLI			Manufacturing - Light Industrial			Residential			Approximation			Res


			February-00			Lodging - Motel - Refrig-RC			Refrig-RC			Mtl			Lodging - Motel			Residential			Approximation			Res


			February-00			Health/Medical - Nursing Home - Refrig-RC			Refrig-RC			Nrs			Health/Medical - Nursing Home			Residential			Approximation			Res


			February-00			Office - Large - Refrig-RC			Refrig-RC			OfL			Office - Large			Residential			Approximation			Res


			February-00			Office - Small - Refrig-RC			Refrig-RC			OfS			Office - Small			Residential			Approximation			Res


			February-00			Restaurant - Fast-Food - Refrig-RC			Refrig-RC			RFF			Restaurant - Fast-Food			Residential			Approximation			Res


			February-00			Restaurant - Sit-Down - Refrig-RC			Refrig-RC			RSD			Restaurant - Sit-Down			Residential			Approximation			Res


			February-00			Retail - Multistory Large - Refrig-RC			Refrig-RC			Rt3			Retail - Multistory Large			Residential			Approximation			Res


			February-00			Retail - Single-Story Large - Refrig-RC			Refrig-RC			RtL			Retail - Single-Story Large			Residential			Approximation			Res


			February-00			Retail - Small - Refrig-RC			Refrig-RC			RtS			Retail - Small			Residential			Approximation			Res


			February-00			Storage - Conditioned - Refrig-RC			Refrig-RC			SCn			Storage - Conditioned			Residential			Approximation			Res


			February-00			Storage - Unconditioned - Refrig-RC			Refrig-RC			Sun			Storage - Unconditioned			Residential			Approximation			Res


			February-00			Transportation - Communication - Utilities - Refrig-RC			Refrig-RC			TCU			Transportation - Communication - Utilities			Residential			Approximation			Res


			February-00			Warehouse - Refrigerated - Refrig-RC			Refrig-RC			WRf			Warehouse - Refrigerated			Residential			Approximation			Res


			February-00			Residential Mobile Home - Double-Wide - Refrig-RC			Refrig-RC			DMO			Residential Mobile Home - Double-Wide			Residential			Direct Match			Res


			February-00			Residential Multi-family - Refrig-RC			Refrig-RC			MFM			Residential Multi-family			Residential			Direct Match			Res


			February-00			Residential Single Family - Refrig-RC			Refrig-RC			SFM			Residential Single Family			Residential			Direct Match			Res


			February-00			Agricultural - Replace_Chiller-Ret			Replace_Chiller-Ret			Agr			Agricultural			Agricultural			Direct Match			Non Res


			February-00			Assembly - Replace_Chiller-Ret			Replace_Chiller-Ret			Asm			Assembly			Large_Retail_Store			Approximation			Non Res


			February-00			Health/Medical - Clinic - Replace_Chiller-Ret			Replace_Chiller-Ret			Cli			Health/Medical - Clinic			Medical_Clinic			Direct Match			Non Res


			February-00			Education - Community College - Replace_Chiller-Ret			Replace_Chiller-Ret			ECC			Education - Community College			Hospital			Approximation			Non Res


			February-00			Education - Primary School - Replace_Chiller-Ret			Replace_Chiller-Ret			Epr			Education - Primary School			Small_Retail_Store			Approximation			Non Res


			February-00			Education - Relocatable Classroom - Replace_Chiller-Ret			Replace_Chiller-Ret			ERC			Education - Relocatable Classroom			Small_Retail_Store			Approximation			Non Res


			February-00			Education - Secondary School - Replace_Chiller-Ret			Replace_Chiller-Ret			Ese			Education - Secondary School			Small_Retail_Store			Approximation			Non Res


			February-00			Education - University - Replace_Chiller-Ret			Replace_Chiller-Ret			Eun			Education - University			Hospital			Approximation			Non Res


			February-00			Food Store - Replace_Chiller-Ret			Replace_Chiller-Ret			FSt			Food Store			Small_Retail_Store			Approximation			Non Res


			February-00			Grocery - Replace_Chiller-Ret			Replace_Chiller-Ret			Gro			Grocery			Small_Retail_Store			Approximation			Non Res


			February-00			Lodging - Guest Rooms - Replace_Chiller-Ret			Replace_Chiller-Ret			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			February-00			Health/Medical - Hospital - Replace_Chiller-Ret			Replace_Chiller-Ret			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			February-00			Lodging - Hotel - Replace_Chiller-Ret			Replace_Chiller-Ret			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			February-00			Industrial - Replace_Chiller-Ret			Replace_Chiller-Ret			Ind			Industrial			Industrial			Direct Match			Non Res


			February-00			Manufacturing - Bio/Tech - Replace_Chiller-Ret			Replace_Chiller-Ret			MBT			Manufacturing - Bio/Tech			Industrial			Approximation			Non Res


			February-00			Misc - Commercial - Replace_Chiller-Ret			Replace_Chiller-Ret			MiC			Misc - Commercial			Small_Retail_Store			Approximation			Non Res


			February-00			Manufacturing - Light Industrial - Replace_Chiller-Ret			Replace_Chiller-Ret			MLI			Manufacturing - Light Industrial			Industrial			Approximation			Non Res


			February-00			Lodging - Motel - Replace_Chiller-Ret			Replace_Chiller-Ret			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			February-00			Health/Medical - Nursing Home - Replace_Chiller-Ret			Replace_Chiller-Ret			Nrs			Health/Medical - Nursing Home			Medical_Clinic			Approximation			Non Res


			February-00			Office - Large - Replace_Chiller-Ret			Replace_Chiller-Ret			OfL			Office - Large			Large_Retail_Store			Approximation			Non Res


			February-00			Office - Small - Replace_Chiller-Ret			Replace_Chiller-Ret			OfS			Office - Small			Small_Retail_Store			Approximation			Non Res


			February-00			Restaurant - Fast-Food - Replace_Chiller-Ret			Replace_Chiller-Ret			RFF			Restaurant - Fast-Food			Small_Retail_Store			Approximation			Non Res


			February-00			Restaurant - Sit-Down - Replace_Chiller-Ret			Replace_Chiller-Ret			RSD			Restaurant - Sit-Down			Small_Retail_Store			Approximation			Non Res


			February-00			Retail - Multistory Large - Replace_Chiller-Ret			Replace_Chiller-Ret			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Single-Story Large - Replace_Chiller-Ret			Replace_Chiller-Ret			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Small - Replace_Chiller-Ret			Replace_Chiller-Ret			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			February-00			Storage - Conditioned - Replace_Chiller-Ret			Replace_Chiller-Ret			SCn			Storage - Conditioned			Large_Retail_Store			Approximation			Non Res


			February-00			Storage - Unconditioned - Replace_Chiller-Ret			Replace_Chiller-Ret			Sun			Storage - Unconditioned			Large_Retail_Store			Approximation			Non Res


			February-00			Transportation - Communication - Utilities - Replace_Chiller-Ret			Replace_Chiller-Ret			TCU			Transportation - Communication - Utilities			Trans_Comm_Util			Direct Match			Non Res


			February-00			Warehouse - Refrigerated - Replace_Chiller-Ret			Replace_Chiller-Ret			WRf			Warehouse - Refrigerated			Large_Retail_Store			Approximation			Non Res


			February-00			Residential Mobile Home - Double-Wide - Replace_Chiller-Ret			Replace_Chiller-Ret			DMO			Residential Mobile Home - Double-Wide			Small_Retail_Store			Approximation			Non Res


			February-00			Residential Multi-family - Replace_Chiller-Ret			Replace_Chiller-Ret			MFM			Residential Multi-family			Small_Retail_Store			Approximation			Non Res


			February-00			Residential Single Family - Replace_Chiller-Ret			Replace_Chiller-Ret			SFM			Residential Single Family			Small_Retail_Store			Approximation			Non Res


			February-00			Agricultural - Residential Pool Pumps			Residential Pool Pumps			Agr			Agricultural			Residential			Approximation			Res


			February-00			Assembly - Residential Pool Pumps			Residential Pool Pumps			Asm			Assembly			Residential			Approximation			Res


			February-00			Health/Medical - Clinic - Residential Pool Pumps			Residential Pool Pumps			Cli			Health/Medical - Clinic			Residential			Approximation			Res


			February-00			Education - Community College - Residential Pool Pumps			Residential Pool Pumps			ECC			Education - Community College			Residential			Approximation			Res


			February-00			Education - Primary School - Residential Pool Pumps			Residential Pool Pumps			Epr			Education - Primary School			Residential			Approximation			Res


			February-00			Education - Relocatable Classroom - Residential Pool Pumps			Residential Pool Pumps			ERC			Education - Relocatable Classroom			Residential			Approximation			Res


			February-00			Education - Secondary School - Residential Pool Pumps			Residential Pool Pumps			Ese			Education - Secondary School			Residential			Approximation			Res


			February-00			Education - University - Residential Pool Pumps			Residential Pool Pumps			Eun			Education - University			Residential			Approximation			Res


			February-00			Food Store - Residential Pool Pumps			Residential Pool Pumps			FSt			Food Store			Residential			Approximation			Res


			February-00			Grocery - Residential Pool Pumps			Residential Pool Pumps			Gro			Grocery			Residential			Approximation			Res


			February-00			Lodging - Guest Rooms - Residential Pool Pumps			Residential Pool Pumps			GsR			Lodging - Guest Rooms			Residential			Approximation			Res


			February-00			Health/Medical - Hospital - Residential Pool Pumps			Residential Pool Pumps			Hsp			Health/Medical - Hospital			Residential			Approximation			Res


			February-00			Lodging - Hotel - Residential Pool Pumps			Residential Pool Pumps			Htl			Lodging - Hotel			Residential			Approximation			Res


			February-00			Industrial - Residential Pool Pumps			Residential Pool Pumps			Ind			Industrial			Residential			Approximation			Res


			February-00			Manufacturing - Bio/Tech - Residential Pool Pumps			Residential Pool Pumps			MBT			Manufacturing - Bio/Tech			Residential			Approximation			Res


			February-00			Misc - Commercial - Residential Pool Pumps			Residential Pool Pumps			MiC			Misc - Commercial			Residential			Approximation			Res


			February-00			Manufacturing - Light Industrial - Residential Pool Pumps			Residential Pool Pumps			MLI			Manufacturing - Light Industrial			Residential			Approximation			Res


			February-00			Lodging - Motel - Residential Pool Pumps			Residential Pool Pumps			Mtl			Lodging - Motel			Residential			Approximation			Res


			February-00			Health/Medical - Nursing Home - Residential Pool Pumps			Residential Pool Pumps			Nrs			Health/Medical - Nursing Home			Residential			Approximation			Res


			February-00			Office - Large - Residential Pool Pumps			Residential Pool Pumps			OfL			Office - Large			Residential			Approximation			Res


			February-00			Office - Small - Residential Pool Pumps			Residential Pool Pumps			OfS			Office - Small			Residential			Approximation			Res


			February-00			Restaurant - Fast-Food - Residential Pool Pumps			Residential Pool Pumps			RFF			Restaurant - Fast-Food			Residential			Approximation			Res


			February-00			Restaurant - Sit-Down - Residential Pool Pumps			Residential Pool Pumps			RSD			Restaurant - Sit-Down			Residential			Approximation			Res


			February-00			Retail - Multistory Large - Residential Pool Pumps			Residential Pool Pumps			Rt3			Retail - Multistory Large			Residential			Approximation			Res


			February-00			Retail - Single-Story Large - Residential Pool Pumps			Residential Pool Pumps			RtL			Retail - Single-Story Large			Residential			Approximation			Res


			February-00			Retail - Small - Residential Pool Pumps			Residential Pool Pumps			RtS			Retail - Small			Residential			Approximation			Res


			February-00			Storage - Conditioned - Residential Pool Pumps			Residential Pool Pumps			SCn			Storage - Conditioned			Residential			Approximation			Res


			February-00			Storage - Unconditioned - Residential Pool Pumps			Residential Pool Pumps			Sun			Storage - Unconditioned			Residential			Approximation			Res


			February-00			Transportation - Communication - Utilities - Residential Pool Pumps			Residential Pool Pumps			TCU			Transportation - Communication - Utilities			Residential			Approximation			Res


			February-00			Warehouse - Refrigerated - Residential Pool Pumps			Residential Pool Pumps			WRf			Warehouse - Refrigerated			Residential			Approximation			Res


			February-00			Residential Mobile Home - Double-Wide - Residential Pool Pumps			Residential Pool Pumps			DMO			Residential Mobile Home - Double-Wide			Residential			Direct Match			Res


			February-00			Residential Multi-family - Residential Pool Pumps			Residential Pool Pumps			MFM			Residential Multi-family			Residential			Direct Match			Res


			February-00			Residential Single Family - Residential Pool Pumps			Residential Pool Pumps			SFM			Residential Single Family			Residential			Direct Match			Res


			February-00			N/A - Roof_insul-Ret			Roof_insul-Ret			December-99			N/A			Non-Refrig._Warehouse			Direct Match			Non Res


			February-00			Agricultural - Roof_insul-Ret			Roof_insul-Ret			Agr			Agricultural			Agricultural			Direct Match			Non Res


			February-00			Assembly - Roof_insul-Ret			Roof_insul-Ret			Asm			Assembly			Misc._Commercial			Approximation			Non Res


			February-00			Health/Medical - Clinic - Roof_insul-Ret			Roof_insul-Ret			Cli			Health/Medical - Clinic			Medical_Clinic			Direct Match			Non Res


			February-00			Education - Community College - Roof_insul-Ret			Roof_insul-Ret			ECC			Education - Community College			College_University			Direct Match			Non Res


			February-00			Education - Primary School - Roof_insul-Ret			Roof_insul-Ret			Epr			Education - Primary School			K_thru_12_School			Direct Match			Non Res


			February-00			Education - Relocatable Classroom - Roof_insul-Ret			Roof_insul-Ret			ERC			Education - Relocatable Classroom			K_thru_12_School			Approximation			Non Res


			February-00			Education - Secondary School - Roof_insul-Ret			Roof_insul-Ret			Ese			Education - Secondary School			K_thru_12_School			Direct Match			Non Res


			February-00			Education - University - Roof_insul-Ret			Roof_insul-Ret			Eun			Education - University			College_University			Direct Match			Non Res


			February-00			Food Store - Roof_insul-Ret			Roof_insul-Ret			FSt			Food Store			Food_Store			Direct Match			Non Res


			February-00			Grocery - Roof_insul-Ret			Roof_insul-Ret			Gro			Grocery			Food_Store			Approximation			Non Res


			February-00			Lodging - Guest Rooms - Roof_insul-Ret			Roof_insul-Ret			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			February-00			Health/Medical - Hospital - Roof_insul-Ret			Roof_insul-Ret			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			February-00			Lodging - Hotel - Roof_insul-Ret			Roof_insul-Ret			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			February-00			Industrial - Roof_insul-Ret			Roof_insul-Ret			Ind			Industrial			Industrial			Direct Match			Non Res


			February-00			Manufacturing - Bio/Tech - Roof_insul-Ret			Roof_insul-Ret			MBT			Manufacturing - Bio/Tech			Industrial			Approximation			Non Res


			February-00			Misc - Commercial - Roof_insul-Ret			Roof_insul-Ret			MiC			Misc - Commercial			Misc._Commercial			Direct Match			Non Res


			February-00			Manufacturing - Light Industrial - Roof_insul-Ret			Roof_insul-Ret			MLI			Manufacturing - Light Industrial			Industrial			Approximation			Non Res


			February-00			Lodging - Motel - Roof_insul-Ret			Roof_insul-Ret			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			February-00			Health/Medical - Nursing Home - Roof_insul-Ret			Roof_insul-Ret			Nrs			Health/Medical - Nursing Home			Medical_Clinic			Approximation			Non Res


			February-00			Office - Large - Roof_insul-Ret			Roof_insul-Ret			OfL			Office - Large			Large_Office			Direct Match			Non Res


			February-00			Office - Small - Roof_insul-Ret			Roof_insul-Ret			OfS			Office - Small			Small_Office			Direct Match			Non Res


			February-00			Restaurant - Fast-Food - Roof_insul-Ret			Roof_insul-Ret			RFF			Restaurant - Fast-Food			Misc._Commercial			Approximation			Non Res


			February-00			Restaurant - Sit-Down - Roof_insul-Ret			Roof_insul-Ret			RSD			Restaurant - Sit-Down			Misc._Commercial			Approximation			Non Res


			February-00			Retail - Multistory Large - Roof_insul-Ret			Roof_insul-Ret			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Single-Story Large - Roof_insul-Ret			Roof_insul-Ret			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Small - Roof_insul-Ret			Roof_insul-Ret			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			February-00			Storage - Conditioned - Roof_insul-Ret			Roof_insul-Ret			SCn			Storage - Conditioned			Misc._Commercial			Approximation			Non Res


			February-00			Storage - Unconditioned - Roof_insul-Ret			Roof_insul-Ret			Sun			Storage - Unconditioned			Misc._Commercial			Approximation			Non Res


			February-00			Transportation - Communication - Utilities - Roof_insul-Ret			Roof_insul-Ret			TCU			Transportation - Communication - Utilities			Trans_Comm_Util			Direct Match			Non Res


			February-00			Warehouse - Refrigerated - Roof_insul-Ret			Roof_insul-Ret			WRf			Warehouse - Refrigerated			Misc._Commercial			Approximation			Non Res


			February-00			Residential Mobile Home - Double-Wide - Roof_insul-Ret			Roof_insul-Ret			DMO			Residential Mobile Home - Double-Wide			Misc._Commercial			Approximation			Non Res


			February-00			Residential Multi-family - Roof_insul-Ret			Roof_insul-Ret			MFM			Residential Multi-family			Misc._Commercial			Approximation			Non Res


			February-00			Residential Single Family - Roof_insul-Ret			Roof_insul-Ret			SFM			Residential Single Family			Misc._Commercial			Approximation			Non Res


			February-00			Agricultural - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			Agr			Agricultural			Large_Retail_Store			Approximation			Non Res


			February-00			Assembly - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			Asm			Assembly			Assembly			Direct Match			Non Res


			February-00			Health/Medical - Clinic - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			Cli			Health/Medical - Clinic			Small_Office			Approximation			Non Res


			February-00			Education - Community College - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			ECC			Education - Community College			College_University			Direct Match			Non Res


			February-00			Education - Primary School - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			Epr			Education - Primary School			College_University			Direct Match			Non Res


			February-00			Education - Relocatable Classroom - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			ERC			Education - Relocatable Classroom			College_University			Direct Match			Non Res


			February-00			Education - Secondary School - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			Ese			Education - Secondary School			College_University			Direct Match			Non Res


			February-00			Education - University - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			Eun			Education - University			College_University			Direct Match			Non Res


			February-00			Food Store - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			FSt			Food Store			Grocery_Store			Approximation			Non Res


			February-00			Grocery - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			Gro			Grocery			Grocery_Store			Direct Match			Non Res


			February-00			Lodging - Guest Rooms - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			February-00			Health/Medical - Hospital - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			February-00			Lodging - Hotel - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			February-00			Industrial - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			Ind			Industrial			Large_Office			Approximation			Non Res


			February-00			Manufacturing - Bio/Tech - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			MBT			Manufacturing - Bio/Tech			Large_Office			Approximation			Non Res


			February-00			Misc - Commercial - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			MiC			Misc - Commercial			Small_Office			Approximation			Non Res


			February-00			Manufacturing - Light Industrial - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			MLI			Manufacturing - Light Industrial			Large_Office			Approximation			Non Res


			February-00			Lodging - Motel - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			February-00			Health/Medical - Nursing Home - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			Nrs			Health/Medical - Nursing Home			Small_Office			Approximation			Non Res


			February-00			Office - Large - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			OfL			Office - Large			Large_Office			Direct Match			Non Res


			February-00			Office - Small - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			OfS			Office - Small			Small_Office			Direct Match			Non Res


			February-00			Restaurant - Fast-Food - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			RFF			Restaurant - Fast-Food			Small_Office			Approximation			Non Res


			February-00			Restaurant - Sit-Down - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			RSD			Restaurant - Sit-Down			Small_Office			Approximation			Non Res


			February-00			Retail - Multistory Large - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Single-Story Large - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Small - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			RtS			Retail - Small			Small_Office			Approximation			Non Res


			February-00			Storage - Conditioned - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			SCn			Storage - Conditioned			Large_Retail_Store			Approximation			Non Res


			February-00			Storage - Unconditioned - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			Sun			Storage - Unconditioned			Large_Retail_Store			Approximation			Non Res


			February-00			Transportation - Communication - Utilities - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			TCU			Transportation - Communication - Utilities			Large_Office			Approximation			Non Res


			February-00			Warehouse - Refrigerated - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			WRf			Warehouse - Refrigerated			Large_Retail_Store			Approximation			Non Res


			February-00			Residential Mobile Home - Double-Wide - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			DMO			Residential Mobile Home - Double-Wide			Small_Office			Approximation			Non Res


			February-00			Residential Multi-family - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			MFM			Residential Multi-family			Small_Office			Approximation			Non Res


			February-00			Residential Single Family - Var_Spd_AC_Mtr-NC			Var_Spd_AC_Mtr-NC			SFM			Residential Single Family			Small_Office			Approximation			Non Res


			February-00			N/A - Wall_insul-Ret			Wall_insul-Ret			December-99			N/A			Non-Refrig._Warehouse			Direct Match			Non Res


			February-00			Agricultural - Wall_insul-Ret			Wall_insul-Ret			Agr			Agricultural			Agricultural			Direct Match			Non Res


			February-00			Assembly - Wall_insul-Ret			Wall_insul-Ret			Asm			Assembly			Misc._Commercial			Approximation			Non Res


			February-00			Health/Medical - Clinic - Wall_insul-Ret			Wall_insul-Ret			Cli			Health/Medical - Clinic			Medical_Clinic			Direct Match			Non Res


			February-00			Education - Community College - Wall_insul-Ret			Wall_insul-Ret			ECC			Education - Community College			College_University			Direct Match			Non Res


			February-00			Education - Primary School - Wall_insul-Ret			Wall_insul-Ret			Epr			Education - Primary School			K_thru_12_School			Direct Match			Non Res


			February-00			Education - Relocatable Classroom - Wall_insul-Ret			Wall_insul-Ret			ERC			Education - Relocatable Classroom			K_thru_12_School			Approximation			Non Res


			February-00			Education - Secondary School - Wall_insul-Ret			Wall_insul-Ret			Ese			Education - Secondary School			K_thru_12_School			Direct Match			Non Res


			February-00			Education - University - Wall_insul-Ret			Wall_insul-Ret			Eun			Education - University			College_University			Direct Match			Non Res


			February-00			Food Store - Wall_insul-Ret			Wall_insul-Ret			FSt			Food Store			Food_Store			Direct Match			Non Res


			February-00			Grocery - Wall_insul-Ret			Wall_insul-Ret			Gro			Grocery			Food_Store			Approximation			Non Res


			February-00			Lodging - Guest Rooms - Wall_insul-Ret			Wall_insul-Ret			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			February-00			Health/Medical - Hospital - Wall_insul-Ret			Wall_insul-Ret			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			February-00			Lodging - Hotel - Wall_insul-Ret			Wall_insul-Ret			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			February-00			Industrial - Wall_insul-Ret			Wall_insul-Ret			Ind			Industrial			Industrial			Direct Match			Non Res


			February-00			Manufacturing - Bio/Tech - Wall_insul-Ret			Wall_insul-Ret			MBT			Manufacturing - Bio/Tech			Industrial			Approximation			Non Res


			February-00			Misc - Commercial - Wall_insul-Ret			Wall_insul-Ret			MiC			Misc - Commercial			Misc._Commercial			Direct Match			Non Res


			February-00			Manufacturing - Light Industrial - Wall_insul-Ret			Wall_insul-Ret			MLI			Manufacturing - Light Industrial			Industrial			Approximation			Non Res


			February-00			Lodging - Motel - Wall_insul-Ret			Wall_insul-Ret			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			February-00			Health/Medical - Nursing Home - Wall_insul-Ret			Wall_insul-Ret			Nrs			Health/Medical - Nursing Home			Medical_Clinic			Approximation			Non Res


			February-00			Office - Large - Wall_insul-Ret			Wall_insul-Ret			OfL			Office - Large			Large_Office			Direct Match			Non Res


			February-00			Office - Small - Wall_insul-Ret			Wall_insul-Ret			OfS			Office - Small			Small_Office			Direct Match			Non Res


			February-00			Restaurant - Fast-Food - Wall_insul-Ret			Wall_insul-Ret			RFF			Restaurant - Fast-Food			Misc._Commercial			Approximation			Non Res


			February-00			Restaurant - Sit-Down - Wall_insul-Ret			Wall_insul-Ret			RSD			Restaurant - Sit-Down			Misc._Commercial			Approximation			Non Res


			February-00			Retail - Multistory Large - Wall_insul-Ret			Wall_insul-Ret			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Single-Story Large - Wall_insul-Ret			Wall_insul-Ret			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			February-00			Retail - Small - Wall_insul-Ret			Wall_insul-Ret			RtS			Retail - Small			Small_Retail_Store			Direct Match			Non Res


			February-00			Storage - Conditioned - Wall_insul-Ret			Wall_insul-Ret			SCn			Storage - Conditioned			Misc._Commercial			Approximation			Non Res


			February-00			Storage - Unconditioned - Wall_insul-Ret			Wall_insul-Ret			Sun			Storage - Unconditioned			Misc._Commercial			Approximation			Non Res


			February-00			Transportation - Communication - Utilities - Wall_insul-Ret			Wall_insul-Ret			TCU			Transportation - Communication - Utilities			Trans_Comm_Util			Direct Match			Non Res


			February-00			Warehouse - Refrigerated - Wall_insul-Ret			Wall_insul-Ret			WRf			Warehouse - Refrigerated			Misc._Commercial			Approximation			Non Res


			February-00			Residential Mobile Home - Double-Wide - Wall_insul-Ret			Wall_insul-Ret			DMO			Residential Mobile Home - Double-Wide			Misc._Commercial			Approximation			Non Res


			February-00			Residential Multi-family - Wall_insul-Ret			Wall_insul-Ret			MFM			Residential Multi-family			Misc._Commercial			Approximation			Non Res


			February-00			Residential Single Family - Wall_insul-Ret			Wall_insul-Ret			SFM			Residential Single Family			Misc._Commercial			Approximation			Non Res


			March-00			Agricultural - Window_Tint-Ret			Window_Tint-Ret			Agr			Agricultural			Large_Office			Approximation			Non Res


			March-00			Assembly - Window_Tint-Ret			Window_Tint-Ret			Asm			Assembly			Large_Office			Approximation			Non Res


			March-00			Health/Medical - Clinic - Window_Tint-Ret			Window_Tint-Ret			Cli			Health/Medical - Clinic			Small_Office			Approximation			Non Res


			March-00			Education - Community College - Window_Tint-Ret			Window_Tint-Ret			ECC			Education - Community College			Large_Office			Approximation			Non Res


			March-00			Education - Primary School - Window_Tint-Ret			Window_Tint-Ret			Epr			Education - Primary School			Small_Office			Approximation			Non Res


			March-00			Education - Relocatable Classroom - Window_Tint-Ret			Window_Tint-Ret			ERC			Education - Relocatable Classroom			Small_Office			Approximation			Non Res


			March-00			Education - Secondary School - Window_Tint-Ret			Window_Tint-Ret			Ese			Education - Secondary School			Small_Office			Approximation			Non Res


			March-00			Education - University - Window_Tint-Ret			Window_Tint-Ret			Eun			Education - University			Large_Office			Approximation			Non Res


			March-00			Food Store - Window_Tint-Ret			Window_Tint-Ret			FSt			Food Store			Small_Office			Approximation			Non Res


			March-00			Grocery - Window_Tint-Ret			Window_Tint-Ret			Gro			Grocery			Small_Office			Approximation			Non Res


			March-00			Lodging - Guest Rooms - Window_Tint-Ret			Window_Tint-Ret			GsR			Lodging - Guest Rooms			Small_Office			Approximation			Non Res


			March-00			Health/Medical - Hospital - Window_Tint-Ret			Window_Tint-Ret			Hsp			Health/Medical - Hospital			Large_Office			Approximation			Non Res


			March-00			Lodging - Hotel - Window_Tint-Ret			Window_Tint-Ret			Htl			Lodging - Hotel			Small_Office			Approximation			Non Res


			March-00			Industrial - Window_Tint-Ret			Window_Tint-Ret			Ind			Industrial			Large_Office			Approximation			Non Res


			March-00			Manufacturing - Bio/Tech - Window_Tint-Ret			Window_Tint-Ret			MBT			Manufacturing - Bio/Tech			Large_Office			Approximation			Non Res


			March-00			Misc - Commercial - Window_Tint-Ret			Window_Tint-Ret			MiC			Misc - Commercial			Small_Office			Approximation			Non Res


			March-00			Manufacturing - Light Industrial - Window_Tint-Ret			Window_Tint-Ret			MLI			Manufacturing - Light Industrial			Large_Office			Approximation			Non Res


			March-00			Lodging - Motel - Window_Tint-Ret			Window_Tint-Ret			Mtl			Lodging - Motel			Small_Office			Approximation			Non Res


			March-00			Health/Medical - Nursing Home - Window_Tint-Ret			Window_Tint-Ret			Nrs			Health/Medical - Nursing Home			Small_Office			Approximation			Non Res


			March-00			Office - Large - Window_Tint-Ret			Window_Tint-Ret			OfL			Office - Large			Large_Office			Direct Match			Non Res


			March-00			Office - Small - Window_Tint-Ret			Window_Tint-Ret			OfS			Office - Small			Small_Office			Direct Match			Non Res


			March-00			Restaurant - Fast-Food - Window_Tint-Ret			Window_Tint-Ret			RFF			Restaurant - Fast-Food			Small_Office			Approximation			Non Res


			March-00			Restaurant - Sit-Down - Window_Tint-Ret			Window_Tint-Ret			RSD			Restaurant - Sit-Down			Small_Office			Approximation			Non Res


			March-00			Retail - Multistory Large - Window_Tint-Ret			Window_Tint-Ret			Rt3			Retail - Multistory Large			Large_Office			Approximation			Non Res


			March-00			Retail - Single-Story Large - Window_Tint-Ret			Window_Tint-Ret			RtL			Retail - Single-Story Large			Large_Office			Approximation			Non Res


			March-00			Retail - Small - Window_Tint-Ret			Window_Tint-Ret			RtS			Retail - Small			Small_Office			Approximation			Non Res


			March-00			Storage - Conditioned - Window_Tint-Ret			Window_Tint-Ret			SCn			Storage - Conditioned			Large_Office			Approximation			Non Res


			March-00			Storage - Unconditioned - Window_Tint-Ret			Window_Tint-Ret			Sun			Storage - Unconditioned			Large_Office			Approximation			Non Res


			March-00			Transportation - Communication - Utilities - Window_Tint-Ret			Window_Tint-Ret			TCU			Transportation - Communication - Utilities			Large_Office			Approximation			Non Res


			March-00			Warehouse - Refrigerated - Window_Tint-Ret			Window_Tint-Ret			WRf			Warehouse - Refrigerated			Large_Office			Approximation			Non Res


			March-00			Residential Mobile Home - Double-Wide - Window_Tint-Ret			Window_Tint-Ret			DMO			Residential Mobile Home - Double-Wide			Small_Office			Approximation			Non Res


			March-00			Residential Multi-family - Window_Tint-Ret			Window_Tint-Ret			MFM			Residential Multi-family			Small_Office			Approximation			Non Res


			March-00			Residential Single Family - Window_Tint-Ret			Window_Tint-Ret			SFM			Residential Single Family			Small_Office			Approximation			Non Res


			March-00			Agricultural - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			Agr			Agricultural			Large_Office			Approximation			Non Res


			March-00			Assembly - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			Asm			Assembly			Assembly			Direct Match			Non Res


			March-00			Health/Medical - Clinic - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			Cli			Health/Medical - Clinic			Small_Office			Approximation			Non Res


			March-00			Education - Community College - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			ECC			Education - Community College			College_University			Direct Match			Non Res


			March-00			Education - Primary School - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			Epr			Education - Primary School			School			Direct Match			Non Res


			March-00			Education - Relocatable Classroom - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			ERC			Education - Relocatable Classroom			School			Direct Match			Non Res


			March-00			Education - Secondary School - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			Ese			Education - Secondary School			School			Direct Match			Non Res


			March-00			Education - University - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			Eun			Education - University			College_University			Direct Match			Non Res


			March-00			Food Store - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			FSt			Food Store			Grocery_Store			Approximation			Non Res


			March-00			Grocery - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			Gro			Grocery			Grocery_Store			Direct Match			Non Res


			March-00			Lodging - Guest Rooms - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			GsR			Lodging - Guest Rooms			Hotel_Motel			Approximation			Non Res


			March-00			Health/Medical - Hospital - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			Hsp			Health/Medical - Hospital			Hospital			Direct Match			Non Res


			March-00			Lodging - Hotel - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			Htl			Lodging - Hotel			Hotel_Motel			Direct Match			Non Res


			March-00			Industrial - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			Ind			Industrial			Large_Office			Approximation			Non Res


			March-00			Manufacturing - Bio/Tech - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			MBT			Manufacturing - Bio/Tech			Large_Office			Approximation			Non Res


			March-00			Misc - Commercial - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			MiC			Misc - Commercial			Small_Office			Approximation			Non Res


			March-00			Manufacturing - Light Industrial - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			MLI			Manufacturing - Light Industrial			Large_Office			Approximation			Non Res


			March-00			Lodging - Motel - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			Mtl			Lodging - Motel			Hotel_Motel			Direct Match			Non Res


			March-00			Health/Medical - Nursing Home - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			Nrs			Health/Medical - Nursing Home			Small_Office			Approximation			Non Res


			March-00			Office - Large - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			OfL			Office - Large			Large_Office			Direct Match			Non Res


			March-00			Office - Small - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			OfS			Office - Small			Small_Office			Direct Match			Non Res


			March-00			Restaurant - Fast-Food - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			RFF			Restaurant - Fast-Food			Small_Office			Approximation			Non Res


			March-00			Restaurant - Sit-Down - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			RSD			Restaurant - Sit-Down			Small_Office			Approximation			Non Res


			March-00			Retail - Multistory Large - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			Rt3			Retail - Multistory Large			Large_Retail_Store			Direct Match			Non Res


			March-00			Retail - Single-Story Large - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			RtL			Retail - Single-Story Large			Large_Retail_Store			Direct Match			Non Res


			March-00			Retail - Small - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			RtS			Retail - Small			Small_Office			Approximation			Non Res


			March-00			Storage - Conditioned - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			SCn			Storage - Conditioned			Large_Office			Approximation			Non Res


			March-00			Storage - Unconditioned - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			Sun			Storage - Unconditioned			Large_Office			Approximation			Non Res


			March-00			Transportation - Communication - Utilities - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			TCU			Transportation - Communication - Utilities			Large_Office			Approximation			Non Res


			March-00			Warehouse - Refrigerated - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			WRf			Warehouse - Refrigerated			Large_Office			Approximation			Non Res


			March-00			Residential Mobile Home - Double-Wide - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			DMO			Residential Mobile Home - Double-Wide			Small_Office			Approximation			Non Res


			March-00			Residential Multi-family - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			MFM			Residential Multi-family			Small_Office			Approximation			Non Res


			March-00			Residential Single Family - Wtr_Cool_Chiller-NC			Wtr_Cool_Chiller-NC			SFM			Residential Single Family			Small_Office			Approximation			Non Res








CPUC End Use


			Mapping Table


						MMDB End Uses			Res Regulatory End Use			Nonres Regulatory End Uses


			1			Appliances			Appliances			Other


			2			Audits			Other			Other


			3			Building Envelope			Other			Other


			4			Consumer Electronics			Consumer Electronics			Other


			5			Foodservice			Other			Other


			6			HVAC			HVAC			HVAC


			7			Lighting			Lighting			Lighting


			8			Motors			Other			Other


			9			Office Equipment			Other			Office


			10			Process			Other			Process


			11			Pumping			Pool Pump			Other


			12			Refrigeration			Refrigeration			Refrigeration


			13			Water Heating			Water Heating			Other


			14			Whole Building			Other			Other


			15			Not Necessary/Not Applicable			Other			Other








Cost Multipliers


			Climate Multiplier Table: SWH50


			Climate Zone			Reference City			Material			Installation


			01			Eureka			1.00			1.25


			02			Santa Rosa			1.00			1.42


			03			San Francisco			1.00			1.43


			04			San Jose			1.00			1.43


			05			San Luis Obispo			1.00			1.18


			06			Santa Barbara			1.00			1.18


			07			San Diego			1.00			1.07


			08			Santa Ana			1.00			1.18


			09			Los Angeles			1.00			1.19


			10			Riverside			1.00			1.18


			11			Redding			1.00			1.26


			12			Sacramento			1.00			1.26


			13			Fresno			1.00			1.25


			14			Mojave			1.00			1.16


			15			Palm Springs			1.00			1.18


			16			Susanville			1.00			1.21


			Average						1.000			1.240








MMDB Input - Impact


			General Measure Information


			Filter Information																		Paste Group 1																																	Paste Group 2


			Measure Name Program			Solution Code			Measure ID Current			PT			BT			CZ			EUL			Life (1st Baseline)			GA kWh Sav (1st Baseline)			G kW Sav (1st Baseline)			M Gas Sav (1st Baseline)			Life (2nd Baseline)			GA kWh Sav (2nd Baseline)			G kW Sav (2nd Baseline)			M Gas Sav (2nd Baseline)			Install Rate			E3 BT			Reg End Use (NonRes)			Reg End Use (Res)			Building Type			For Sorting


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			PM-64745 - REA - MFM - 06			REA			MFM			06			15.0			15.0			361.79			0.04013			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			PM-64745 - REA - MFM - 08			REA			MFM			08			15.0			15.0			355.81			0.03947			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			PM-64745 - REA - MFM - 09			REA			MFM			09			15.0			15.0			355.81			0.03947			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			PM-64745 - REA - MFM - 10			REA			MFM			10			15.0			15.0			355.26			0.03941			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			PM-64745 - REA - MFM - 13			REA			MFM			13			15.0			15.0			354.99			0.03938			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			PM-64745 - REA - MFM - 14			REA			MFM			14			15.0			15.0			359.88			0.03992			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			PM-64745 - REA - MFM - 15			REA			MFM			15			15.0			15.0			321.02			0.03562			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			PM-64745 - REA - MFM - 16			REA			MFM			16			15.0			15.0			390.87			0.04335			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			PM-22452 - REA - MFM - 06			REA			MFM			06			15.0			15.0			575.31			0.06377			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			PM-22452 - REA - MFM - 08			REA			MFM			08			15.0			15.0			567.16			0.06286			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			PM-22452 - REA - MFM - 09			REA			MFM			09			15.0			15.0			567.16			0.06286			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			PM-22452 - REA - MFM - 10			REA			MFM			10			15.0			15.0			567.16			0.06286			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			PM-22452 - REA - MFM - 13			REA			MFM			13			15.0			15.0			566.62			0.06280			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			PM-22452 - REA - MFM - 14			REA			MFM			14			15.0			15.0			573.14			0.06353			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			PM-22452 - REA - MFM - 15			REA			MFM			15			15.0			15.0			520.41			0.05769			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			PM-22452 - REA - MFM - 16			REA			MFM			16			15.0			15.0			614.45			0.06810			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			PM-59789 - REA - MFM - 06			REA			MFM			06			15.0			15.0			23.13			0.00256			14.15909			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			PM-59789 - REA - MFM - 08			REA			MFM			08			15.0			15.0			23.13			0.00256			13.90909			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			PM-59789 - REA - MFM - 09			REA			MFM			09			15.0			15.0			23.13			0.00256			13.90909			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			PM-59789 - REA - MFM - 10			REA			MFM			10			15.0			15.0			23.13			0.00256			13.88636			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			PM-59789 - REA - MFM - 13			REA			MFM			13			15.0			15.0			23.13			0.00256			13.87500			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			PM-59789 - REA - MFM - 14			REA			MFM			14			15.0			15.0			23.13			0.00256			14.07955			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			PM-59789 - REA - MFM - 15			REA			MFM			15			15.0			15.0			23.13			0.00256			12.45455			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			PM-59789 - REA - MFM - 16			REA			MFM			16			15.0			15.0			23.13			0.00256			15.37500			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			PM-35626 - REA - MFM - 06			REA			MFM			06			15.0			15.0			27.91			0.00309			22.88636			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			PM-35626 - REA - MFM - 08			REA			MFM			08			15.0			15.0			27.91			0.00309			22.54545			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			PM-35626 - REA - MFM - 09			REA			MFM			09			15.0			15.0			27.91			0.00309			22.54545			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			PM-35626 - REA - MFM - 10			REA			MFM			10			15.0			15.0			27.91			0.00309			22.54545			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			PM-35626 - REA - MFM - 13			REA			MFM			13			15.0			15.0			27.91			0.00309			22.52273			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			PM-35626 - REA - MFM - 14			REA			MFM			14			15.0			15.0			27.91			0.00309			22.79545			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			PM-35626 - REA - MFM - 15			REA			MFM			15			15.0			15.0			27.91			0.00309			20.59091			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			PM-35626 - REA - MFM - 16			REA			MFM			16			15.0			15.0			27.91			0.00309			24.52273			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			PM-76564 - REA - MFM - 06			REA			MFM			06			15.0			15.0			155.88			0.01734			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			PM-76564 - REA - MFM - 08			REA			MFM			08			15.0			15.0			153.54			0.01708			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			PM-76564 - REA - MFM - 09			REA			MFM			09			15.0			15.0			153.54			0.01708			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			PM-76564 - REA - MFM - 10			REA			MFM			10			15.0			15.0			153.32			0.01706			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			PM-76564 - REA - MFM - 13			REA			MFM			13			15.0			15.0			153.22			0.01705			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			PM-76564 - REA - MFM - 14			REA			MFM			14			15.0			15.0			155.13			0.01726			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			PM-76564 - REA - MFM - 15			REA			MFM			15			15.0			15.0			139.90			0.01557			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			PM-76564 - REA - MFM - 16			REA			MFM			16			15.0			15.0			167.28			0.01860			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			PM-48756 - REA - MFM - 06			REA			MFM			06			15.0			15.0			242.49			0.02693			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			PM-48756 - REA - MFM - 08			REA			MFM			08			15.0			15.0			239.30			0.02658			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			PM-48756 - REA - MFM - 09			REA			MFM			09			15.0			15.0			239.30			0.02658			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			PM-48756 - REA - MFM - 10			REA			MFM			10			15.0			15.0			239.30			0.02658			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			PM-48756 - REA - MFM - 13			REA			MFM			13			15.0			15.0			239.08			0.02655			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			PM-48756 - REA - MFM - 14			REA			MFM			14			15.0			15.0			241.64			0.02684			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			PM-48756 - REA - MFM - 15			REA			MFM			15			15.0			15.0			220.97			0.02455			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			PM-48756 - REA - MFM - 16			REA			MFM			16			15.0			15.0			257.83			0.02863			0.00000			0.00			0.00			0.00000			0.00000			1.00			Residential			Other			Water Heating			Residential Multi-family			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA
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MMDB Input - Cost


			General Measure Information


			Filter Information															Paste Group


			Measure Name Program			Solution Code			PT			CZ			Incetive Method			Gross (1st Baseline)			Gross (2nd Baseline)			Incremental			For Sorting


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			6			Direct Install			$0.00			$0.00			$20.13			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			6			Down-Stream Incentive - Deemed			$20.13			$0.00			$20.13			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			8			Direct Install			$0.00			$0.00			$20.14			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			8			Down-Stream Incentive - Deemed			$20.14			$0.00			$20.14			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			9			Direct Install			$0.00			$0.00			$20.14			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			9			Down-Stream Incentive - Deemed			$20.14			$0.00			$20.14			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			10			Direct Install			$0.00			$0.00			$20.13			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			10			Down-Stream Incentive - Deemed			$20.13			$0.00			$20.13			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			13			Direct Install			$0.00			$0.00			$20.23			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			13			Down-Stream Incentive - Deemed			$20.23			$0.00			$20.23			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			14			Direct Install			$0.00			$0.00			$20.11			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			14			Down-Stream Incentive - Deemed			$20.11			$0.00			$20.11			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			15			Direct Install			$0.00			$0.00			$20.13			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			15			Down-Stream Incentive - Deemed			$20.13			$0.00			$20.13			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			16			Direct Install			$0.00			$0.00			$20.18			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater High Rise Building 			PM-64745			REA			16			Down-Stream Incentive - Deemed			$20.18			$0.00			$20.18			Demand Control Recirculation Pump Electric Water Heater High Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			6			Direct Install			$0.00			$0.00			$40.27			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			6			Down-Stream Incentive - Deemed			$40.27			$0.00			$40.27			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			8			Direct Install			$0.00			$0.00			$40.27			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			8			Down-Stream Incentive - Deemed			$40.27			$0.00			$40.27			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			9			Direct Install			$0.00			$0.00			$40.28			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			9			Down-Stream Incentive - Deemed			$40.28			$0.00			$40.28			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			10			Direct Install			$0.00			$0.00			$40.27			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			10			Down-Stream Incentive - Deemed			$40.27			$0.00			$40.27			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			13			Direct Install			$0.00			$0.00			$40.46			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			13			Down-Stream Incentive - Deemed			$40.46			$0.00			$40.46			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			14			Direct Install			$0.00			$0.00			$40.21			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			14			Down-Stream Incentive - Deemed			$40.21			$0.00			$40.21			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			15			Direct Install			$0.00			$0.00			$40.27			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			15			Down-Stream Incentive - Deemed			$40.27			$0.00			$40.27			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			16			Direct Install			$0.00			$0.00			$40.35			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Electric Water Heater Low Rise Building 			PM-22452			REA			16			Down-Stream Incentive - Deemed			$40.35			$0.00			$40.35			Demand Control Recirculation Pump Electric Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			6			Direct Install			$0.00			$0.00			$20.13			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			6			Down-Stream Incentive - Deemed			$20.13			$0.00			$20.13			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			8			Direct Install			$0.00			$0.00			$20.14			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			8			Down-Stream Incentive - Deemed			$20.14			$0.00			$20.14			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			9			Direct Install			$0.00			$0.00			$20.14			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			9			Down-Stream Incentive - Deemed			$20.14			$0.00			$20.14			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			10			Direct Install			$0.00			$0.00			$20.13			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			10			Down-Stream Incentive - Deemed			$20.13			$0.00			$20.13			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			13			Direct Install			$0.00			$0.00			$20.23			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			13			Down-Stream Incentive - Deemed			$20.23			$0.00			$20.23			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			14			Direct Install			$0.00			$0.00			$20.11			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			14			Down-Stream Incentive - Deemed			$20.11			$0.00			$20.11			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			15			Direct Install			$0.00			$0.00			$20.13			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			15			Down-Stream Incentive - Deemed			$20.13			$0.00			$20.13			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			16			Direct Install			$0.00			$0.00			$20.18			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater High Rise Building			PM-59789			REA			16			Down-Stream Incentive - Deemed			$20.18			$0.00			$20.18			Demand Control Recirculation Pump Gas Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			6			Direct Install			$0.00			$0.00			$40.27			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			6			Down-Stream Incentive - Deemed			$40.27			$0.00			$40.27			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			8			Direct Install			$0.00			$0.00			$40.27			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			8			Down-Stream Incentive - Deemed			$40.27			$0.00			$40.27			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			9			Direct Install			$0.00			$0.00			$40.28			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			9			Down-Stream Incentive - Deemed			$40.28			$0.00			$40.28			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			10			Direct Install			$0.00			$0.00			$40.27			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			10			Down-Stream Incentive - Deemed			$40.27			$0.00			$40.27			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			13			Direct Install			$0.00			$0.00			$40.46			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			13			Down-Stream Incentive - Deemed			$40.46			$0.00			$40.46			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			14			Direct Install			$0.00			$0.00			$40.21			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			14			Down-Stream Incentive - Deemed			$40.21			$0.00			$40.21			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			15			Direct Install			$0.00			$0.00			$40.27			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			15			Down-Stream Incentive - Deemed			$40.27			$0.00			$40.27			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			16			Direct Install			$0.00			$0.00			$40.35			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Gas Water Heater Low Rise Building			PM-35626			REA			16			Down-Stream Incentive - Deemed			$40.35			$0.00			$40.35			Demand Control Recirculation Pump Gas Water Heater Low Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			6			Direct Install			$0.00			$0.00			$20.13			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			6			Down-Stream Incentive - Deemed			$20.13			$0.00			$20.13			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			8			Direct Install			$0.00			$0.00			$20.14			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			8			Down-Stream Incentive - Deemed			$20.14			$0.00			$20.14			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			9			Direct Install			$0.00			$0.00			$20.14			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			9			Down-Stream Incentive - Deemed			$20.14			$0.00			$20.14			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			10			Direct Install			$0.00			$0.00			$20.13			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			10			Down-Stream Incentive - Deemed			$20.13			$0.00			$20.13			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			13			Direct Install			$0.00			$0.00			$20.23			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			13			Down-Stream Incentive - Deemed			$20.23			$0.00			$20.23			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			14			Direct Install			$0.00			$0.00			$20.11			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			14			Down-Stream Incentive - Deemed			$20.11			$0.00			$20.11			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			15			Direct Install			$0.00			$0.00			$20.13			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			15			Down-Stream Incentive - Deemed			$20.13			$0.00			$20.13			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			16			Direct Install			$0.00			$0.00			$20.18			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater High Rise Building			PM-76564			REA			16			Down-Stream Incentive - Deemed			$20.18			$0.00			$20.18			Demand Control Recirculation Pump Heat Pump Water Heater High Rise BuildingREA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			6			Direct Install			$0.00			$0.00			$40.27			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			6			Down-Stream Incentive - Deemed			$40.27			$0.00			$40.27			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			8			Direct Install			$0.00			$0.00			$40.27			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			8			Down-Stream Incentive - Deemed			$40.27			$0.00			$40.27			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			9			Direct Install			$0.00			$0.00			$40.28			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			9			Down-Stream Incentive - Deemed			$40.28			$0.00			$40.28			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			10			Direct Install			$0.00			$0.00			$40.27			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			10			Down-Stream Incentive - Deemed			$40.27			$0.00			$40.27			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			13			Direct Install			$0.00			$0.00			$40.46			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			13			Down-Stream Incentive - Deemed			$40.46			$0.00			$40.46			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			14			Direct Install			$0.00			$0.00			$40.21			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			14			Down-Stream Incentive - Deemed			$40.21			$0.00			$40.21			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			15			Direct Install			$0.00			$0.00			$40.27			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			15			Down-Stream Incentive - Deemed			$40.27			$0.00			$40.27			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			16			Direct Install			$0.00			$0.00			$40.35			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA


			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building 			PM-48756			REA			16			Down-Stream Incentive - Deemed			$40.35			$0.00			$40.35			Demand Control Recirculation Pump Heat Pump Water Heater Low Rise Building REA








CFL IE v2.0


			Vlookup Tabs			SCE Syntax on building Name			vlookup CZ			VersionSrc			Technology			BldgVint			BldgType			BldgLoc			BldgHVAC			IOU			kWh/kWh			kW/kW			therm/kWh			Coincidence Diversity			Operating Hours			IOU			kWh/kWh			kW/kW			therm/kWh			Coincidence Diversity			Operating Hours			IOU			kWh/kWh			kW/kW			therm/kWh			Coincidence Diversity			Operating Hours									PGE Lookup			SCE Lookup			SDG Lookup


			Residential Mobile Home - Double-Wide - 01			Residential Mobile Home - Double-Wide			01			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ01			Wtd			PGE			0.96			1.07			-0.0261			0.049			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGEDMoExCZ01			Res-Indoor-CFLSCEDMoExCZ01			Res-Indoor-CFLSDGDMoExCZ01


			Residential Mobile Home - Double-Wide - 02			Residential Mobile Home - Double-Wide			02			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ02			Wtd			PGE			1.09			1.77			-0.0211			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGEDMoExCZ02			Res-Indoor-CFLSCEDMoExCZ02			Res-Indoor-CFLSDGDMoExCZ02


			Residential Mobile Home - Double-Wide - 03			Residential Mobile Home - Double-Wide			03			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ03			Wtd			PGE			1.03			1.46			-0.022			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGEDMoExCZ03			Res-Indoor-CFLSCEDMoExCZ03			Res-Indoor-CFLSDGDMoExCZ03


			Residential Mobile Home - Double-Wide - 04			Residential Mobile Home - Double-Wide			04			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ04			Wtd			PGE			1.12			1.59			-0.019			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGEDMoExCZ04			Res-Indoor-CFLSCEDMoExCZ04			Res-Indoor-CFLSDGDMoExCZ04


			Residential Mobile Home - Double-Wide - 05			Residential Mobile Home - Double-Wide			05			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ05			Wtd			PGE			0.97			1.12			-0.025			0.047			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGEDMoExCZ05			Res-Indoor-CFLSCEDMoExCZ05			Res-Indoor-CFLSDGDMoExCZ05


			Residential Mobile Home - Double-Wide - 06			Residential Mobile Home - Double-Wide			06			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.04			1.18			-0.016			0.043			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGEDMoExCZ06			Res-Indoor-CFLSCEDMoExCZ06			Res-Indoor-CFLSDGDMoExCZ06


			Residential Mobile Home - Double-Wide - 07			Residential Mobile Home - Double-Wide			07			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.03			1.21			-0.015			0.047			541									Res-Indoor-CFLPGEDMoExCZ07			Res-Indoor-CFLSCEDMoExCZ07			Res-Indoor-CFLSDGDMoExCZ07


			Residential Mobile Home - Double-Wide - 08			Residential Mobile Home - Double-Wide			08			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.21			1.57			-0.016			0.047			541			SDG			1.15			1.44			-0.015			0.047			541									Res-Indoor-CFLPGEDMoExCZ08			Res-Indoor-CFLSCEDMoExCZ08			Res-Indoor-CFLSDGDMoExCZ08


			Residential Mobile Home - Double-Wide - 09			Residential Mobile Home - Double-Wide			09			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.62			-0.017			0.045			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGEDMoExCZ09			Res-Indoor-CFLSCEDMoExCZ09			Res-Indoor-CFLSDGDMoExCZ09


			Residential Mobile Home - Double-Wide - 10			Residential Mobile Home - Double-Wide			10			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.24			1.8			-0.015			0.043			541			SDG			1.2			1.67			-0.015			0.043			541									Res-Indoor-CFLPGEDMoExCZ10			Res-Indoor-CFLSCEDMoExCZ10			Res-Indoor-CFLSDGDMoExCZ10


			Residential Mobile Home - Double-Wide - 11			Residential Mobile Home - Double-Wide			11			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ11			Wtd			PGE			1.15			1.75			-0.022			0.044			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGEDMoExCZ11			Res-Indoor-CFLSCEDMoExCZ11			Res-Indoor-CFLSDGDMoExCZ11


			Residential Mobile Home - Double-Wide - 12			Residential Mobile Home - Double-Wide			12			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ12			Wtd			PGE			1.14			1.79			-0.02			0.045			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGEDMoExCZ12			Res-Indoor-CFLSCEDMoExCZ12			Res-Indoor-CFLSDGDMoExCZ12


			Residential Mobile Home - Double-Wide - 13			Residential Mobile Home - Double-Wide			13			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ13			Wtd			PGE			1.19			1.76			-0.018			0.045			541			SCE			1.21			1.82			-0.018			0.045			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGEDMoExCZ13			Res-Indoor-CFLSCEDMoExCZ13			Res-Indoor-CFLSDGDMoExCZ13


			Residential Mobile Home - Double-Wide - 14			Residential Mobile Home - Double-Wide			14			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.23			1.6			-0.018			0.043			541			SDG			1.02			1.12			-0.017			0.043			541									Res-Indoor-CFLPGEDMoExCZ14			Res-Indoor-CFLSCEDMoExCZ14			Res-Indoor-CFLSDGDMoExCZ14


			Residential Mobile Home - Double-Wide - 15			Residential Mobile Home - Double-Wide			15			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.35			1.65			-0.011			0.044			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGEDMoExCZ15			Res-Indoor-CFLSCEDMoExCZ15			Res-Indoor-CFLSDGDMoExCZ15


			Residential Mobile Home - Double-Wide - 16			Residential Mobile Home - Double-Wide			16			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ16			Wtd			PGE			1			1.4			-0.0311			0.045			541			SCE			1.05			1.68			-0.0311			0.045			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGEDMoExCZ16			Res-Indoor-CFLSCEDMoExCZ16			Res-Indoor-CFLSDGDMoExCZ16


			Residential Mobile Home - Double-Wide - 17			Residential Mobile Home - Double-Wide			17			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			IOU			Wtd			PGE			1.11			1.66			-0.0214			0.0444			541			SCE			1.18			1.61			-0.0173			0.0442			541			SDG			1.11			1.42			-0.015			0.0451			541									Res-Indoor-CFLPGEDMoExIOU			Res-Indoor-CFLSCEDMoExIOU			Res-Indoor-CFLSDGDMoExIOU


			Residential Multi-Family - 01			Residential Multi-Family			01			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ01			Wtd			PGE			0.92			1.01			-0.027			0.049			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGEMFmExCZ01			Res-Indoor-CFLSCEMFmExCZ01			Res-Indoor-CFLSDGMFmExCZ01


			Residential Multi-Family - 02			Residential Multi-Family			02			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ02			Wtd			PGE			0.97			1.22			-0.0211			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGEMFmExCZ02			Res-Indoor-CFLSCEMFmExCZ02			Res-Indoor-CFLSDGMFmExCZ02


			Residential Multi-Family - 03			Residential Multi-Family			03			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ03			Wtd			PGE			0.94			1.03			-0.0229			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGEMFmExCZ03			Res-Indoor-CFLSCEMFmExCZ03			Res-Indoor-CFLSDGMFmExCZ03


			Residential Multi-Family - 04			Residential Multi-Family			04			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ04			Wtd			PGE			0.99			1.21			-0.019			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGEMFmExCZ04			Res-Indoor-CFLSCEMFmExCZ04			Res-Indoor-CFLSDGMFmExCZ04


			Residential Multi-Family - 05			Residential Multi-Family			05			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ05			Wtd			PGE			0.96			1.06			-0.022			0.047			541			SCE			1			1.01			-0.0261			0.047			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGEMFmExCZ05			Res-Indoor-CFLSCEMFmExCZ05			Res-Indoor-CFLSDGMFmExCZ05


			Residential Multi-Family - 06			Residential Multi-Family			06			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1			1.12			-0.017			0.043			541			SDG			1.01			1.13			-0.017			0.043			541									Res-Indoor-CFLPGEMFmExCZ06			Res-Indoor-CFLSCEMFmExCZ06			Res-Indoor-CFLSDGMFmExCZ06


			Residential Multi-Family - 07			Residential Multi-Family			07			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1			1.13			-0.014			0.047			541									Res-Indoor-CFLPGEMFmExCZ07			Res-Indoor-CFLSCEMFmExCZ07			Res-Indoor-CFLSDGMFmExCZ07


			Residential Multi-Family - 08			Residential Multi-Family			08			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.04			1.26			-0.014			0.047			541			SDG			1.07			1.34			-0.013			0.047			541									Res-Indoor-CFLPGEMFmExCZ08			Res-Indoor-CFLSCEMFmExCZ08			Res-Indoor-CFLSDGMFmExCZ08


			Residential Multi-Family - 09			Residential Multi-Family			09			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.4			-0.014			0.045			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGEMFmExCZ09			Res-Indoor-CFLSCEMFmExCZ09			Res-Indoor-CFLSDGMFmExCZ09


			Residential Multi-Family - 10			Residential Multi-Family			10			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.5			-0.015			0.043			541			SDG			1.06			1.45			-0.015			0.043			541									Res-Indoor-CFLPGEMFmExCZ10			Res-Indoor-CFLSCEMFmExCZ10			Res-Indoor-CFLSDGMFmExCZ10


			Residential Multi-Family - 11			Residential Multi-Family			11			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ11			Wtd			PGE			1.08			1.55			-0.018			0.044			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGEMFmExCZ11			Res-Indoor-CFLSCEMFmExCZ11			Res-Indoor-CFLSDGMFmExCZ11


			Residential Multi-Family - 12			Residential Multi-Family			12			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ12			Wtd			PGE			1.04			1.48			-0.02			0.045			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGEMFmExCZ12			Res-Indoor-CFLSCEMFmExCZ12			Res-Indoor-CFLSDGMFmExCZ12


			Residential Multi-Family - 13			Residential Multi-Family			13			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ13			Wtd			PGE			1.1			1.44			-0.017			0.045			541			SCE			1.1			1.41			-0.016			0.045			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGEMFmExCZ13			Res-Indoor-CFLSCEMFmExCZ13			Res-Indoor-CFLSDGMFmExCZ13


			Residential Multi-Family - 14			Residential Multi-Family			14			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.44			-0.017			0.043			541			SDG			1.13			1.42			-0.017			0.043			541									Res-Indoor-CFLPGEMFmExCZ14			Res-Indoor-CFLSCEMFmExCZ14			Res-Indoor-CFLSDGMFmExCZ14


			Residential Multi-Family - 15			Residential Multi-Family			15			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.22			1.45			-0.0086			0.044			541			SDG			1.22			1.45			-0.00889			0.044			541									Res-Indoor-CFLPGEMFmExCZ15			Res-Indoor-CFLSCEMFmExCZ15			Res-Indoor-CFLSDGMFmExCZ15


			Residential Multi-Family - 16			Residential Multi-Family			16			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ16			Wtd			PGE			1			1.31			-0.024			0.045			541			SCE			1			1.35			-0.024			0.045			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGEMFmExCZ16			Res-Indoor-CFLSCEMFmExCZ16			Res-Indoor-CFLSDGMFmExCZ16


			Residential Multi-Family - 17			Residential Multi-Family			17			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			IOU			Wtd			PGE			0.99			1.21			-0.0209			0.0437			541			SCE			1.05			1.28			-0.0151			0.0446			541			SDG			1.02			1.2			-0.0143			0.046			541									Res-Indoor-CFLPGEMFmExIOU			Res-Indoor-CFLSCEMFmExIOU			Res-Indoor-CFLSDGMFmExIOU


			Residential Single Family - 01			Residential Single Family			01			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ01			Wtd			PGE			0.97			1.01			-0.0311			0.049			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ01			Res-Indoor-CFLSCESFmExCZ01			Res-Indoor-CFLSDGSFmExCZ01


			Residential Single Family - 02			Residential Single Family			02			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ02			Wtd			PGE			0.99			1.26			-0.027			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ02			Res-Indoor-CFLSCESFmExCZ02			Res-Indoor-CFLSDGSFmExCZ02


			Residential Single Family - 03			Residential Single Family			03			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ03			Wtd			PGE			0.97			1.08			-0.0311			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ03			Res-Indoor-CFLSCESFmExCZ03			Res-Indoor-CFLSDGSFmExCZ03


			Residential Single Family - 04			Residential Single Family			04			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ04			Wtd			PGE			1.02			1.35			-0.024			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ04			Res-Indoor-CFLSCESFmExCZ04			Res-Indoor-CFLSDGSFmExCZ04


			Residential Single Family - 05			Residential Single Family			05			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ05			Wtd			PGE			0.97			1.08			-0.0331			0.047			541			SCE			0.98			1.12			-0.032			0.047			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ05			Res-Indoor-CFLSCESFmExCZ05			Res-Indoor-CFLSDGSFmExCZ05


			Residential Single Family - 06			Residential Single Family			06			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.02			1.19			-0.022			0.043			541			SDG			1.03			1.19			-0.022			0.043			541									Res-Indoor-CFLPGESFmExCZ06			Res-Indoor-CFLSCESFmExCZ06			Res-Indoor-CFLSDGSFmExCZ06


			Residential Single Family - 07			Residential Single Family			07			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.02			1.11			-0.018			0.047			541									Res-Indoor-CFLPGESFmExCZ07			Res-Indoor-CFLSCESFmExCZ07			Res-Indoor-CFLSDGSFmExCZ07


			Residential Single Family - 08			Residential Single Family			08			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.05			1.26			-0.018			0.047			541			SDG			1.08			1.42			-0.019			0.047			541									Res-Indoor-CFLPGESFmExCZ08			Res-Indoor-CFLSCESFmExCZ08			Res-Indoor-CFLSDGSFmExCZ08


			Residential Single Family - 09			Residential Single Family			09			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.49			-0.0211			0.045			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ09			Res-Indoor-CFLSCESFmExCZ09			Res-Indoor-CFLSDGSFmExCZ09


			Residential Single Family - 10			Residential Single Family			10			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.64			-0.0211			0.043			541			SDG			1.07			1.49			-0.0211			0.043			541									Res-Indoor-CFLPGESFmExCZ10			Res-Indoor-CFLSCESFmExCZ10			Res-Indoor-CFLSDGSFmExCZ10


			Residential Single Family - 11			Residential Single Family			11			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ11			Wtd			PGE			1.09			1.6			-0.024			0.044			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ11			Res-Indoor-CFLSCESFmExCZ11			Res-Indoor-CFLSDGSFmExCZ11


			Residential Single Family - 12			Residential Single Family			12			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ12			Wtd			PGE			1.06			1.53			-0.025			0.045			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ12			Res-Indoor-CFLSCESFmExCZ12			Res-Indoor-CFLSDGSFmExCZ12


			Residential Single Family - 13			Residential Single Family			13			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ13			Wtd			PGE			1.11			1.56			-0.022			0.045			541			SCE			1.11			1.56			-0.022			0.045			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ13			Res-Indoor-CFLSCESFmExCZ13			Res-Indoor-CFLSDGSFmExCZ13


			Residential Single Family - 14			Residential Single Family			14			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.47			-0.025			0.043			541			SDG			1.09			1.36			-0.0229			0.043			541									Res-Indoor-CFLPGESFmExCZ14			Res-Indoor-CFLSCESFmExCZ14			Res-Indoor-CFLSDGSFmExCZ14


			Residential Single Family - 15			Residential Single Family			15			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.21			1.63			-0.014			0.044			541			SDG			1.21			1.68			-0.013			0.044			541									Res-Indoor-CFLPGESFmExCZ15			Res-Indoor-CFLSCESFmExCZ15			Res-Indoor-CFLSDGSFmExCZ15


			Residential Single Family - 16			Residential Single Family			16			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ16			Wtd			PGE			1			1.35			-0.036			0.045			541			SCE			1.01			1.41			-0.036			0.045			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ16			Res-Indoor-CFLSCESFmExCZ16			Res-Indoor-CFLSDGSFmExCZ16


			Residential Single Family - 17			Residential Single Family			17			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			IOU			Wtd			PGE			1.03			1.36			-0.0266			0.0441			541			SCE			1.08			1.42			-0.0214			0.0445			541			SDG			1.04			1.23			-0.0192			0.0454			541									Res-Indoor-CFLPGESFmExIOU			Res-Indoor-CFLSCESFmExIOU			Res-Indoor-CFLSDGSFmExIOU


			Residential Weighted - 17			Residential Weighted			17			DO8 v3.02			Res-Indoor-CFL			Ex			Res			IOU			Wtd			PGE			1.02			1.33			-0.0248			0.044			541			SCE			1.07			1.39			-0.0196			0.0445			541			SDG			1.04			1.23			-0.0175			0.0456			541									Res-Indoor-CFLPGEResExIOU			Res-Indoor-CFLSCEResExIOU			Res-Indoor-CFLSDGResExIOU


			Agricultural - 01			Agricultural			01			DO8 v3.02			Com-Indoor-CFL			Ex			Agr			CZ01			Wtd			PGE			1.004			1.065			-0.003758			0.6661			2710			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAgrExCZ01			Com-Indoor-CFLSCEAgrExCZ01			Com-Indoor-CFLSDGAgrExCZ01


			Agricultural - 02			Agricultural			02			DO8 v3.02			Com-Indoor-CFL			Ex			Agr			CZ02			Wtd			PGE			1.026			1.081			-0.002465			0.6661			2710			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAgrExCZ02			Com-Indoor-CFLSCEAgrExCZ02			Com-Indoor-CFLSDGAgrExCZ02


			Agricultural - 03			Agricultural			03			DO8 v3.02			Com-Indoor-CFL			Ex			Agr			CZ03			Wtd			PGE			1.026			1.087			-0.00202			0.6661			2710			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAgrExCZ03			Com-Indoor-CFLSCEAgrExCZ03			Com-Indoor-CFLSDGAgrExCZ03


			Agricultural - 04			Agricultural			04			DO8 v3.02			Com-Indoor-CFL			Ex			Agr			CZ04			Wtd			PGE			1.032			1.087			-0.001924			0.6661			2710			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAgrExCZ04			Com-Indoor-CFLSCEAgrExCZ04			Com-Indoor-CFLSDGAgrExCZ04


			Agricultural - 05			Agricultural			05			DO8 v3.02			Com-Indoor-CFL			Ex			Agr			CZ05			Wtd			PGE			1.032			1.081			-0.00144			0.6661			2710			SCE			1.048			1.107			-0.00142			0.6661			2710			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAgrExCZ05			Com-Indoor-CFLSCEAgrExCZ05			Com-Indoor-CFLSDGAgrExCZ05


			Agricultural - 06			Agricultural			06			DO8 v3.02			Com-Indoor-CFL			Ex			Agr			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.059			1.104			-0.00076			0.6661			2710			SDG			1.047			1.104			-0.000851			0.6661			2710									Com-Indoor-CFLPGEAgrExCZ06			Com-Indoor-CFLSCEAgrExCZ06			Com-Indoor-CFLSDGAgrExCZ06


			Agricultural - 07			Agricultural			07			DO8 v3.02			Com-Indoor-CFL			Ex			Agr			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.052			1.105			-0.0005559			0.6661			2710									Com-Indoor-CFLPGEAgrExCZ07			Com-Indoor-CFLSCEAgrExCZ07			Com-Indoor-CFLSDGAgrExCZ07


			Agricultural - 08			Agricultural			08			DO8 v3.02			Com-Indoor-CFL			Ex			Agr			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.068			1.109			-0.00065			0.6661			2710			SDG			1.056			1.108			-0.000735			0.6661			2710									Com-Indoor-CFLPGEAgrExCZ08			Com-Indoor-CFLSCEAgrExCZ08			Com-Indoor-CFLSDGAgrExCZ08


			Agricultural - 09			Agricultural			09			DO8 v3.02			Com-Indoor-CFL			Ex			Agr			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.068			1.116			-0.00057			0.6661			2710			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAgrExCZ09			Com-Indoor-CFLSCEAgrExCZ09			Com-Indoor-CFLSDGAgrExCZ09


			Agricultural - 10			Agricultural			10			DO8 v3.02			Com-Indoor-CFL			Ex			Agr			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.05			1.104			-0.00076			0.6661			2710			SDG			1.06			1.107			-0.0007091			0.6661			2710									Com-Indoor-CFLPGEAgrExCZ10			Com-Indoor-CFLSCEAgrExCZ10			Com-Indoor-CFLSDGAgrExCZ10


			Agricultural - 11			Agricultural			11			DO8 v3.02			Com-Indoor-CFL			Ex			Agr			CZ11			Wtd			PGE			1.022			1.088			-0.00296			0.6661			2710			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAgrExCZ11			Com-Indoor-CFLSCEAgrExCZ11			Com-Indoor-CFLSDGAgrExCZ11


			Agricultural - 12			Agricultural			12			DO8 v3.02			Com-Indoor-CFL			Ex			Agr			CZ12			Wtd			PGE			1.027			1.087			-0.002651			0.6661			2710			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAgrExCZ12			Com-Indoor-CFLSCEAgrExCZ12			Com-Indoor-CFLSDGAgrExCZ12


			Agricultural - 13			Agricultural			13			DO8 v3.02			Com-Indoor-CFL			Ex			Agr			CZ13			Wtd			PGE			1.037			1.088			-0.002088			0.6661			2710			SCE			1.045			1.115			-0.00211			0.6661			2710			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAgrExCZ13			Com-Indoor-CFLSCEAgrExCZ13			Com-Indoor-CFLSDGAgrExCZ13


			Agricultural - 14			Agricultural			14			DO8 v3.02			Com-Indoor-CFL			Ex			Agr			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.039			1.113			-0.0025			0.6661			2710			SDG			1.04			1.112			-0.002606			0.6661			2710									Com-Indoor-CFLPGEAgrExCZ14			Com-Indoor-CFLSCEAgrExCZ14			Com-Indoor-CFLSDGAgrExCZ14


			Agricultural - 15			Agricultural			15			DO8 v3.02			Com-Indoor-CFL			Ex			Agr			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.076			1.099			-0.0003562			0.6661			2710			SDG			1.085			1.106			-0.000331			0.6661			2710									Com-Indoor-CFLPGEAgrExCZ15			Com-Indoor-CFLSCEAgrExCZ15			Com-Indoor-CFLSDGAgrExCZ15


			Agricultural - 16			Agricultural			16			DO8 v3.02			Com-Indoor-CFL			Ex			Agr			CZ16			Wtd			PGE			0.991			1.083			-0.005649			0.6661			2710			SCE			0.992			1.104			-0.005579			0.6661			2710			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAgrExCZ16			Com-Indoor-CFLSCEAgrExCZ16			Com-Indoor-CFLSDGAgrExCZ16


			Agricultural - 17			Agricultural			17			DO8 v3.02			Com-Indoor-CFL			Ex			Agr			IOU			Wtd			PGE			1.027			1.087			-0.002257			0.6661			2710			SCE			1.059			1.109			-0.000878			0.6661			2710			SDG			1.056			1.105			-0.0006273			0.6661			2710									Com-Indoor-CFLPGEAgrExIOU			Com-Indoor-CFLSCEAgrExIOU			Com-Indoor-CFLSDGAgrExIOU


			Assembly - 01			Assembly			01			DO8 v3.02			Com-Indoor-CFL			Ex			Asm			CZ01			Wtd			PGE			0.98			1.11			-0.014			0.409			2300			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAsmExCZ01			Com-Indoor-CFLSCEAsmExCZ01			Com-Indoor-CFLSDGAsmExCZ01


			Assembly - 02			Assembly			02			DO8 v3.02			Com-Indoor-CFL			Ex			Asm			CZ02			Wtd			PGE			1.03			1.16			-0.00978			0.409			2300			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAsmExCZ02			Com-Indoor-CFLSCEAsmExCZ02			Com-Indoor-CFLSDGAsmExCZ02


			Assembly - 03			Assembly			03			DO8 v3.02			Com-Indoor-CFL			Ex			Asm			CZ03			Wtd			PGE			1.04			1.17			-0.00939			0.409			2300			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAsmExCZ03			Com-Indoor-CFLSCEAsmExCZ03			Com-Indoor-CFLSDGAsmExCZ03


			Assembly - 04			Assembly			04			DO8 v3.02			Com-Indoor-CFL			Ex			Asm			CZ04			Wtd			PGE			1.06			1.18			-0.00809			0.409			2300			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAsmExCZ04			Com-Indoor-CFLSCEAsmExCZ04			Com-Indoor-CFLSDGAsmExCZ04


			Assembly - 05			Assembly			05			DO8 v3.02			Com-Indoor-CFL			Ex			Asm			CZ05			Wtd			PGE			1.05			1.14			-0.0077			0.409			2300			SCE			1.08			1.19			-0.00748			0.409			2300			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAsmExCZ05			Com-Indoor-CFLSCEAsmExCZ05			Com-Indoor-CFLSDGAsmExCZ05


			Assembly - 06			Assembly			06			DO8 v3.02			Com-Indoor-CFL			Ex			Asm			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.23			-0.00522			0.409			2300			SDG			1.1			1.23			-0.0057			0.409			2300									Com-Indoor-CFLPGEAsmExCZ06			Com-Indoor-CFLSCEAsmExCZ06			Com-Indoor-CFLSDGAsmExCZ06


			Assembly - 07			Assembly			07			DO8 v3.02			Com-Indoor-CFL			Ex			Asm			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.1			1.25			-0.0038			0.409			2300									Com-Indoor-CFLPGEAsmExCZ07			Com-Indoor-CFLSCEAsmExCZ07			Com-Indoor-CFLSDGAsmExCZ07


			Assembly - 08			Assembly			08			DO8 v3.02			Com-Indoor-CFL			Ex			Asm			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.23			-0.0041			0.409			2300			SDG			1.11			1.23			-0.00461			0.409			2300									Com-Indoor-CFLPGEAsmExCZ08			Com-Indoor-CFLSCEAsmExCZ08			Com-Indoor-CFLSDGAsmExCZ08


			Assembly - 09			Assembly			09			DO8 v3.02			Com-Indoor-CFL			Ex			Asm			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.25			-0.0038			0.409			2300			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAsmExCZ09			Com-Indoor-CFLSCEAsmExCZ09			Com-Indoor-CFLSDGAsmExCZ09


			Assembly - 10			Assembly			10			DO8 v3.02			Com-Indoor-CFL			Ex			Asm			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.09			-0.00478			0.409			2300			SDG			1.1			1.1			-0.00509			0.409			2300									Com-Indoor-CFLPGEAsmExCZ10			Com-Indoor-CFLSCEAsmExCZ10			Com-Indoor-CFLSDGAsmExCZ10


			Assembly - 11			Assembly			11			DO8 v3.02			Com-Indoor-CFL			Ex			Asm			CZ11			Wtd			PGE			1.04			1.17			-0.00878			0.409			2300			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAsmExCZ11			Com-Indoor-CFLSCEAsmExCZ11			Com-Indoor-CFLSDGAsmExCZ11


			Assembly - 12			Assembly			12			DO8 v3.02			Com-Indoor-CFL			Ex			Asm			CZ12			Wtd			PGE			1.04			1.17			-0.00878			0.409			2300			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAsmExCZ12			Com-Indoor-CFLSCEAsmExCZ12			Com-Indoor-CFLSDGAsmExCZ12


			Assembly - 13			Assembly			13			DO8 v3.02			Com-Indoor-CFL			Ex			Asm			CZ13			Wtd			PGE			1.07			1.16			-0.00709			0.409			2300			SCE			1.09			1.2			-0.00709			0.409			2300			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAsmExCZ13			Com-Indoor-CFLSCEAsmExCZ13			Com-Indoor-CFLSDGAsmExCZ13


			Assembly - 14			Assembly			14			DO8 v3.02			Com-Indoor-CFL			Ex			Asm			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.08			1.14			-0.00791			0.409			2300			SDG			1.07			1.14			-0.00848			0.409			2300									Com-Indoor-CFLPGEAsmExCZ14			Com-Indoor-CFLSCEAsmExCZ14			Com-Indoor-CFLSDGAsmExCZ14


			Assembly - 15			Assembly			15			DO8 v3.02			Com-Indoor-CFL			Ex			Asm			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.2			1.18			-0.0018			0.409			2300			SDG			1.22			1.19			-0.0019			0.409			2300									Com-Indoor-CFLPGEAsmExCZ15			Com-Indoor-CFLSCEAsmExCZ15			Com-Indoor-CFLSDGAsmExCZ15


			Assembly - 16			Assembly			16			DO8 v3.02			Com-Indoor-CFL			Ex			Asm			CZ16			Wtd			PGE			0.97			1.08			-0.014			0.409			2300			SCE			0.98			1.09			-0.014			0.409			2300			SDG			0			0			0			0			0									Com-Indoor-CFLPGEAsmExCZ16			Com-Indoor-CFLSCEAsmExCZ16			Com-Indoor-CFLSDGAsmExCZ16


			Assembly - 17			Assembly			17			DO8 v3.02			Com-Indoor-CFL			Ex			Asm			IOU			Wtd			PGE			1.04			1.17			-0.00878			0.409			2300			SCE			1.11			1.2			-0.0047			0.409			2300			SDG			1.1			1.2			-0.00431			0.409			2300									Com-Indoor-CFLPGEAsmExIOU			Com-Indoor-CFLSCEAsmExIOU			Com-Indoor-CFLSDGAsmExIOU


			Education - Community College - 01			Education - Community College			01			DO8 v3.02			Com-Indoor-CFL			Ex			ECC			CZ01			Wtd			PGE			1.05			1.2			-0.017			0.647			2420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEECCExCZ01			Com-Indoor-CFLSCEECCExCZ01			Com-Indoor-CFLSDGECCExCZ01


			Education - Community College - 02			Education - Community College			02			DO8 v3.02			Com-Indoor-CFL			Ex			ECC			CZ02			Wtd			PGE			1.09			1.3			-0.012			0.42			2420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEECCExCZ02			Com-Indoor-CFLSCEECCExCZ02			Com-Indoor-CFLSDGECCExCZ02


			Education - Community College - 03			Education - Community College			03			DO8 v3.02			Com-Indoor-CFL			Ex			ECC			CZ03			Wtd			PGE			1.1			1.25			-0.011			0.487			2420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEECCExCZ03			Com-Indoor-CFLSCEECCExCZ03			Com-Indoor-CFLSDGECCExCZ03


			Education - Community College - 04			Education - Community College			04			DO8 v3.02			Com-Indoor-CFL			Ex			ECC			CZ04			Wtd			PGE			1.11			1.3			-0.01			0.487			2420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEECCExCZ04			Com-Indoor-CFLSCEECCExCZ04			Com-Indoor-CFLSDGECCExCZ04


			Education - Community College - 05			Education - Community College			05			DO8 v3.02			Com-Indoor-CFL			Ex			ECC			CZ05			Wtd			PGE			1.11			1.27			-0.00992			0.806			2420			SCE			1.12			1.27			-0.00921			0.806			2420			SDG			0			0			0			0			0									Com-Indoor-CFLPGEECCExCZ05			Com-Indoor-CFLSCEECCExCZ05			Com-Indoor-CFLSDGECCExCZ05


			Education - Community College - 06			Education - Community College			06			DO8 v3.02			Com-Indoor-CFL			Ex			ECC			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.25			-0.00579			0.487			2420			SDG			1.12			1.22			-0.00591			0.487			2420									Com-Indoor-CFLPGEECCExCZ06			Com-Indoor-CFLSCEECCExCZ06			Com-Indoor-CFLSDGECCExCZ06


			Education - Community College - 07			Education - Community College			07			DO8 v3.02			Com-Indoor-CFL			Ex			ECC			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.14			1.27			-0.00471			0.806			2420									Com-Indoor-CFLPGEECCExCZ07			Com-Indoor-CFLSCEECCExCZ07			Com-Indoor-CFLSDGECCExCZ07


			Education - Community College - 08			Education - Community College			08			DO8 v3.02			Com-Indoor-CFL			Ex			ECC			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.28			-0.00492			0.806			2420			SDG			1.14			1.27			-0.00508			0.806			2420									Com-Indoor-CFLPGEECCExCZ08			Com-Indoor-CFLSCEECCExCZ08			Com-Indoor-CFLSDGECCExCZ08


			Education - Community College - 09			Education - Community College			09			DO8 v3.02			Com-Indoor-CFL			Ex			ECC			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.31			-0.00508			0.487			2420			SDG			0			0			0			0			0									Com-Indoor-CFLPGEECCExCZ09			Com-Indoor-CFLSCEECCExCZ09			Com-Indoor-CFLSDGECCExCZ09


			Education - Community College - 10			Education - Community College			10			DO8 v3.02			Com-Indoor-CFL			Ex			ECC			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.3			-0.005			0.487			2420			SDG			1.13			1.28			-0.0055			0.487			2420									Com-Indoor-CFLPGEECCExCZ10			Com-Indoor-CFLSCEECCExCZ10			Com-Indoor-CFLSDGECCExCZ10


			Education - Community College - 11			Education - Community College			11			DO8 v3.02			Com-Indoor-CFL			Ex			ECC			CZ11			Wtd			PGE			1.11			1.32			-0.011			0.487			2420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEECCExCZ11			Com-Indoor-CFLSCEECCExCZ11			Com-Indoor-CFLSDGECCExCZ11


			Education - Community College - 12			Education - Community College			12			DO8 v3.02			Com-Indoor-CFL			Ex			ECC			CZ12			Wtd			PGE			1.11			1.3			-0.011			0.487			2420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEECCExCZ12			Com-Indoor-CFLSCEECCExCZ12			Com-Indoor-CFLSDGECCExCZ12


			Education - Community College - 13			Education - Community College			13			DO8 v3.02			Com-Indoor-CFL			Ex			ECC			CZ13			Wtd			PGE			1.13			1			-0.0088			0.022			2420			SCE			1.13			1			-0.0076			0.022			2420			SDG			0			0			0			0			0									Com-Indoor-CFLPGEECCExCZ13			Com-Indoor-CFLSCEECCExCZ13			Com-Indoor-CFLSDGECCExCZ13


			Education - Community College - 14			Education - Community College			14			DO8 v3.02			Com-Indoor-CFL			Ex			ECC			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.31			-0.0088			0.487			2420			SDG			1.11			1.3			-0.00909			0.487			2420									Com-Indoor-CFLPGEECCExCZ14			Com-Indoor-CFLSCEECCExCZ14			Com-Indoor-CFLSDGECCExCZ14


			Education - Community College - 15			Education - Community College			15			DO8 v3.02			Com-Indoor-CFL			Ex			ECC			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.21			1.31			-0.0023			0.487			2420			SDG			0			0			0			0			0									Com-Indoor-CFLPGEECCExCZ15			Com-Indoor-CFLSCEECCExCZ15			Com-Indoor-CFLSDGECCExCZ15


			Education - Community College - 16			Education - Community College			16			DO8 v3.02			Com-Indoor-CFL			Ex			ECC			CZ16			Wtd			PGE			1.05			1.3			-0.019			0.487			2420			SCE			1.04			1.29			-0.018			0.487			2420			SDG			0			0			0			0			0									Com-Indoor-CFLPGEECCExCZ16			Com-Indoor-CFLSCEECCExCZ16			Com-Indoor-CFLSDGECCExCZ16


			Education - Community College - 17			Education - Community College			17			DO8 v3.02			Com-Indoor-CFL			Ex			ECC			IOU			Wtd			PGE			1.11			1.27			-0.0108			0.445			2420			SCE			1.14			1.28			-0.00624			0.601			2420			SDG			1.14			1.27			-0.00492			0.728			2420									Com-Indoor-CFLPGEECCExIOU			Com-Indoor-CFLSCEECCExIOU			Com-Indoor-CFLSDGECCExIOU


			Education - Primary School - 01			Education - Primary School			01			DO8 v3.02			Com-Indoor-CFL			Ex			EPr			CZ01			Wtd			PGE			1.02			1.17			-0.015			0.63			2240			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEPrExCZ01			Com-Indoor-CFLSCEEPrExCZ01			Com-Indoor-CFLSDGEPrExCZ01


			Education - Primary School - 02			Education - Primary School			02			DO8 v3.02			Com-Indoor-CFL			Ex			EPr			CZ02			Wtd			PGE			1.06			1			-0.01			0.02			2240			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEPrExCZ02			Com-Indoor-CFLSCEEPrExCZ02			Com-Indoor-CFLSDGEPrExCZ02


			Education - Primary School - 03			Education - Primary School			03			DO8 v3.02			Com-Indoor-CFL			Ex			EPr			CZ03			Wtd			PGE			1.08			1			-0.00879			0.02			2240			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEPrExCZ03			Com-Indoor-CFLSCEEPrExCZ03			Com-Indoor-CFLSDGEPrExCZ03


			Education - Primary School - 04			Education - Primary School			04			DO8 v3.02			Com-Indoor-CFL			Ex			EPr			CZ04			Wtd			PGE			1.09			1			-0.00808			0.02			2240			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEPrExCZ04			Com-Indoor-CFLSCEEPrExCZ04			Com-Indoor-CFLSDGEPrExCZ04


			Education - Primary School - 05			Education - Primary School			05			DO8 v3.02			Com-Indoor-CFL			Ex			EPr			CZ05			Wtd			PGE			1.09			1.21			-0.00732			0.617			2240			SCE			1.13			1.28			-0.00679			0.617			2240			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEPrExCZ05			Com-Indoor-CFLSCEEPrExCZ05			Com-Indoor-CFLSDGEPrExCZ05


			Education - Primary School - 06			Education - Primary School			06			DO8 v3.02			Com-Indoor-CFL			Ex			EPr			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.16			1			-0.0039			0.02			2240			SDG			1.13			1			-0.0041			0.02			2240									Com-Indoor-CFLPGEEPrExCZ06			Com-Indoor-CFLSCEEPrExCZ06			Com-Indoor-CFLSDGEPrExCZ06


			Education - Primary School - 07			Education - Primary School			07			DO8 v3.02			Com-Indoor-CFL			Ex			EPr			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.14			1.27			-0.0037			0.617			2240									Com-Indoor-CFLPGEEPrExCZ07			Com-Indoor-CFLSCEEPrExCZ07			Com-Indoor-CFLSDGEPrExCZ07


			Education - Primary School - 08			Education - Primary School			08			DO8 v3.02			Com-Indoor-CFL			Ex			EPr			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.3			-0.0035			0.617			2240			SDG			1.15			1.28			-0.0037			0.617			2240									Com-Indoor-CFLPGEEPrExCZ08			Com-Indoor-CFLSCEEPrExCZ08			Com-Indoor-CFLSDGEPrExCZ08


			Education - Primary School - 09			Education - Primary School			09			DO8 v3.02			Com-Indoor-CFL			Ex			EPr			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.18			1			-0.0035			0.02			2240			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEPrExCZ09			Com-Indoor-CFLSCEEPrExCZ09			Com-Indoor-CFLSDGEPrExCZ09


			Education - Primary School - 10			Education - Primary School			10			DO8 v3.02			Com-Indoor-CFL			Ex			EPr			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.13			1			-0.0044			0.02			2240			SDG			1.14			1			-0.0043			0.02			2240									Com-Indoor-CFLPGEEPrExCZ10			Com-Indoor-CFLSCEEPrExCZ10			Com-Indoor-CFLSDGEPrExCZ10


			Education - Primary School - 11			Education - Primary School			11			DO8 v3.02			Com-Indoor-CFL			Ex			EPr			CZ11			Wtd			PGE			1.06			1			-0.00982			0.02			2240			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEPrExCZ11			Com-Indoor-CFLSCEEPrExCZ11			Com-Indoor-CFLSDGEPrExCZ11


			Education - Primary School - 12			Education - Primary School			12			DO8 v3.02			Com-Indoor-CFL			Ex			EPr			CZ12			Wtd			PGE			1.07			1			-0.0096			0.02			2240			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEPrExCZ12			Com-Indoor-CFLSCEEPrExCZ12			Com-Indoor-CFLSDGEPrExCZ12


			Education - Primary School - 13			Education - Primary School			13			DO8 v3.02			Com-Indoor-CFL			Ex			EPr			CZ13			Wtd			PGE			1.09			1			-0.00741			0.02			2240			SCE			1.12			1			-0.00679			0.02			2240			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEPrExCZ13			Com-Indoor-CFLSCEEPrExCZ13			Com-Indoor-CFLSDGEPrExCZ13


			Education - Primary School - 14			Education - Primary School			14			DO8 v3.02			Com-Indoor-CFL			Ex			EPr			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.08			1			-0.00862			0.02			2240			SDG			1.08			1			-0.00862			0.02			2240									Com-Indoor-CFLPGEEPrExCZ14			Com-Indoor-CFLSCEEPrExCZ14			Com-Indoor-CFLSDGEPrExCZ14


			Education - Primary School - 15			Education - Primary School			15			DO8 v3.02			Com-Indoor-CFL			Ex			EPr			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.2			1			-0.0016			0.02			2240			SDG			1.21			1			-0.0015			0.02			2240									Com-Indoor-CFLPGEEPrExCZ15			Com-Indoor-CFLSCEEPrExCZ15			Com-Indoor-CFLSDGEPrExCZ15


			Education - Primary School - 16			Education - Primary School			16			DO8 v3.02			Com-Indoor-CFL			Ex			EPr			CZ16			Wtd			PGE			0.96			1			-0.02			0.02			2240			SCE			0.96			1			-0.018			0.02			2240			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEPrExCZ16			Com-Indoor-CFLSCEEPrExCZ16			Com-Indoor-CFLSDGEPrExCZ16


			Education - Primary School - 17			Education - Primary School			17			DO8 v3.02			Com-Indoor-CFL			Ex			EPr			IOU			Wtd			PGE			1.08			1.1			-0.00893			0.0382			2240			SCE			1.15			1.28			-0.00451			0.208			2240			SDG			1.14			1.27			-0.00396			0.387			2240									Com-Indoor-CFLPGEEPrExIOU			Com-Indoor-CFLSCEEPrExIOU			Com-Indoor-CFLSDGEPrExIOU


			Education - Relocatable Classroom - 01			Education - Relocatable Classroom			01			DO8 v3.02			Com-Indoor-CFL			Ex			ERC			CZ01			Wtd			PGE			0.99			1.15			-0.014			0.728			2600			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEERCExCZ01			Com-Indoor-CFLSCEERCExCZ01			Com-Indoor-CFLSDGERCExCZ01


			Education - Relocatable Classroom - 02			Education - Relocatable Classroom			02			DO8 v3.02			Com-Indoor-CFL			Ex			ERC			CZ02			Wtd			PGE			1.02			1			-0.011			0.021			2600			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEERCExCZ02			Com-Indoor-CFLSCEERCExCZ02			Com-Indoor-CFLSDGERCExCZ02


			Education - Relocatable Classroom - 03			Education - Relocatable Classroom			03			DO8 v3.02			Com-Indoor-CFL			Ex			ERC			CZ03			Wtd			PGE			1.02			1			-0.00981			0.02			2600			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEERCExCZ03			Com-Indoor-CFLSCEERCExCZ03			Com-Indoor-CFLSDGERCExCZ03


			Education - Relocatable Classroom - 04			Education - Relocatable Classroom			04			DO8 v3.02			Com-Indoor-CFL			Ex			ERC			CZ04			Wtd			PGE			1.05			1			-0.00912			0.02			2600			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEERCExCZ04			Com-Indoor-CFLSCEERCExCZ04			Com-Indoor-CFLSDGERCExCZ04


			Education - Relocatable Classroom - 05			Education - Relocatable Classroom			05			DO8 v3.02			Com-Indoor-CFL			Ex			ERC			CZ05			Wtd			PGE			1.03			1.38			-0.00888			0.702			2600			SCE			1.06			1.52			-0.00819			0.702			2600			SDG			0			0			0			0			0									Com-Indoor-CFLPGEERCExCZ05			Com-Indoor-CFLSCEERCExCZ05			Com-Indoor-CFLSDGERCExCZ05


			Education - Relocatable Classroom - 06			Education - Relocatable Classroom			06			DO8 v3.02			Com-Indoor-CFL			Ex			ERC			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.08			1			-0.00538			0.02			2600			SDG			1.08			1			-0.0055			0.02			2600									Com-Indoor-CFLPGEERCExCZ06			Com-Indoor-CFLSCEERCExCZ06			Com-Indoor-CFLSDGERCExCZ06


			Education - Relocatable Classroom - 07			Education - Relocatable Classroom			07			DO8 v3.02			Com-Indoor-CFL			Ex			ERC			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.1			1.25			-0.00538			0.702			2600									Com-Indoor-CFLPGEERCExCZ07			Com-Indoor-CFLSCEERCExCZ07			Com-Indoor-CFLSDGERCExCZ07


			Education - Relocatable Classroom - 08			Education - Relocatable Classroom			08			DO8 v3.02			Com-Indoor-CFL			Ex			ERC			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.27			-0.00531			0.702			2600			SDG			1.1			1.26			-0.00531			0.702			2600									Com-Indoor-CFLPGEERCExCZ08			Com-Indoor-CFLSCEERCExCZ08			Com-Indoor-CFLSDGERCExCZ08


			Education - Relocatable Classroom - 09			Education - Relocatable Classroom			09			DO8 v3.02			Com-Indoor-CFL			Ex			ERC			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.08			1			-0.00531			0.02			2600			SDG			0			0			0			0			0									Com-Indoor-CFLPGEERCExCZ09			Com-Indoor-CFLSCEERCExCZ09			Com-Indoor-CFLSDGERCExCZ09


			Education - Relocatable Classroom - 10			Education - Relocatable Classroom			10			DO8 v3.02			Com-Indoor-CFL			Ex			ERC			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.1			1			-0.00581			0.02			2600			SDG			1.1			1			-0.00588			0.02			2600									Com-Indoor-CFLPGEERCExCZ10			Com-Indoor-CFLSCEERCExCZ10			Com-Indoor-CFLSDGERCExCZ10


			Education - Relocatable Classroom - 11			Education - Relocatable Classroom			11			DO8 v3.02			Com-Indoor-CFL			Ex			ERC			CZ11			Wtd			PGE			1.03			1			-0.01			0.02			2600			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEERCExCZ11			Com-Indoor-CFLSCEERCExCZ11			Com-Indoor-CFLSDGERCExCZ11


			Education - Relocatable Classroom - 12			Education - Relocatable Classroom			12			DO8 v3.02			Com-Indoor-CFL			Ex			ERC			CZ12			Wtd			PGE			1.03			1			-0.01			0.02			2600			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEERCExCZ12			Com-Indoor-CFLSCEERCExCZ12			Com-Indoor-CFLSDGERCExCZ12


			Education - Relocatable Classroom - 13			Education - Relocatable Classroom			13			DO8 v3.02			Com-Indoor-CFL			Ex			ERC			CZ13			Wtd			PGE			1.05			1			-0.00788			0.02			2600			SCE			1.09			1			-0.00731			0.02			2600			SDG			0			0			0			0			0									Com-Indoor-CFLPGEERCExCZ13			Com-Indoor-CFLSCEERCExCZ13			Com-Indoor-CFLSDGERCExCZ13


			Education - Relocatable Classroom - 14			Education - Relocatable Classroom			14			DO8 v3.02			Com-Indoor-CFL			Ex			ERC			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.09			1			-0.00788			0.02			2600			SDG			1.09			1			-0.00788			0.02			2600									Com-Indoor-CFLPGEERCExCZ14			Com-Indoor-CFLSCEERCExCZ14			Com-Indoor-CFLSDGERCExCZ14


			Education - Relocatable Classroom - 15			Education - Relocatable Classroom			15			DO8 v3.02			Com-Indoor-CFL			Ex			ERC			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.16			1			-0.0032			0.02			2600			SDG			1.16			1			-0.0033			0.02			2600									Com-Indoor-CFLPGEERCExCZ15			Com-Indoor-CFLSCEERCExCZ15			Com-Indoor-CFLSDGERCExCZ15


			Education - Relocatable Classroom - 16			Education - Relocatable Classroom			16			DO8 v3.02			Com-Indoor-CFL			Ex			ERC			CZ16			Wtd			PGE			0.98			1			-0.017			0.02			2600			SCE			0.99			1			-0.016			0.02			2600			SDG			0			0			0			0			0									Com-Indoor-CFLPGEERCExCZ16			Com-Indoor-CFLSCEERCExCZ16			Com-Indoor-CFLSDGERCExCZ16


			Education - Relocatable Classroom - 17			Education - Relocatable Classroom			17			DO8 v3.02			Com-Indoor-CFL			Ex			ERC			IOU			Wtd			PGE			1.03			1.16			-0.00962			0.0409			2600			SCE			1.09			1.26			-0.00588			0.235			2600			SDG			1.1			1.25			-0.00558			0.439			2600									Com-Indoor-CFLPGEERCExIOU			Com-Indoor-CFLSCEERCExIOU			Com-Indoor-CFLSDGERCExIOU


			Education - Secondary School - 01			Education - Secondary School			01			DO8 v3.02			Com-Indoor-CFL			Ex			ESe			CZ01			Wtd			PGE			1			1.16			-0.018			0.715			2330			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEESeExCZ01			Com-Indoor-CFLSCEESeExCZ01			Com-Indoor-CFLSDGESeExCZ01


			Education - Secondary School - 02			Education - Secondary School			02			DO8 v3.02			Com-Indoor-CFL			Ex			ESe			CZ02			Wtd			PGE			1.06			1			-0.012			0.02			2330			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEESeExCZ02			Com-Indoor-CFLSCEESeExCZ02			Com-Indoor-CFLSDGESeExCZ02


			Education - Secondary School - 03			Education - Secondary School			03			DO8 v3.02			Com-Indoor-CFL			Ex			ESe			CZ03			Wtd			PGE			1.06			1			-0.011			0.02			2330			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEESeExCZ03			Com-Indoor-CFLSCEESeExCZ03			Com-Indoor-CFLSDGESeExCZ03


			Education - Secondary School - 04			Education - Secondary School			04			DO8 v3.02			Com-Indoor-CFL			Ex			ESe			CZ04			Wtd			PGE			1.08			1			-0.00979			0.02			2330			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEESeExCZ04			Com-Indoor-CFLSCEESeExCZ04			Com-Indoor-CFLSDGESeExCZ04


			Education - Secondary School - 05			Education - Secondary School			05			DO8 v3.02			Com-Indoor-CFL			Ex			ESe			CZ05			Wtd			PGE			1.07			1.2			-0.00918			0.709			2330			SCE			1.1			1.26			-0.00871			0.709			2330			SDG			0			0			0			0			0									Com-Indoor-CFLPGEESeExCZ05			Com-Indoor-CFLSCEESeExCZ05			Com-Indoor-CFLSDGESeExCZ05


			Education - Secondary School - 06			Education - Secondary School			06			DO8 v3.02			Com-Indoor-CFL			Ex			ESe			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.14			1			-0.00588			0.02			2330			SDG			1.12			1			-0.00571			0.02			2330									Com-Indoor-CFLPGEESeExCZ06			Com-Indoor-CFLSCEESeExCZ06			Com-Indoor-CFLSDGESeExCZ06


			Education - Secondary School - 07			Education - Secondary School			07			DO8 v3.02			Com-Indoor-CFL			Ex			ESe			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.13			1.22			-0.00472			0.709			2330									Com-Indoor-CFLPGEESeExCZ07			Com-Indoor-CFLSCEESeExCZ07			Com-Indoor-CFLSDGESeExCZ07


			Education - Secondary School - 08			Education - Secondary School			08			DO8 v3.02			Com-Indoor-CFL			Ex			ESe			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.28			-0.00489			0.709			2330			SDG			1.14			1.26			-0.00459			0.709			2330									Com-Indoor-CFLPGEESeExCZ08			Com-Indoor-CFLSCEESeExCZ08			Com-Indoor-CFLSDGESeExCZ08


			Education - Secondary School - 09			Education - Secondary School			09			DO8 v3.02			Com-Indoor-CFL			Ex			ESe			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.16			1			-0.00481			0.02			2330			SDG			0			0			0			0			0									Com-Indoor-CFLPGEESeExCZ09			Com-Indoor-CFLSCEESeExCZ09			Com-Indoor-CFLSDGESeExCZ09


			Education - Secondary School - 10			Education - Secondary School			10			DO8 v3.02			Com-Indoor-CFL			Ex			ESe			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.13			1			-0.00541			0.02			2330			SDG			1.14			1			-0.00519			0.02			2330									Com-Indoor-CFLPGEESeExCZ10			Com-Indoor-CFLSCEESeExCZ10			Com-Indoor-CFLSDGESeExCZ10


			Education - Secondary School - 11			Education - Secondary School			11			DO8 v3.02			Com-Indoor-CFL			Ex			ESe			CZ11			Wtd			PGE			1.06			1			-0.011			0.02			2330			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEESeExCZ11			Com-Indoor-CFLSCEESeExCZ11			Com-Indoor-CFLSDGESeExCZ11


			Education - Secondary School - 12			Education - Secondary School			12			DO8 v3.02			Com-Indoor-CFL			Ex			ESe			CZ12			Wtd			PGE			1.07			1			-0.011			0.02			2330			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEESeExCZ12			Com-Indoor-CFLSCEESeExCZ12			Com-Indoor-CFLSDGESeExCZ12


			Education - Secondary School - 13			Education - Secondary School			13			DO8 v3.02			Com-Indoor-CFL			Ex			ESe			CZ13			Wtd			PGE			1.1			1			-0.0085			0.02			2330			SCE			1.12			1			-0.00811			0.02			2330			SDG			0			0			0			0			0									Com-Indoor-CFLPGEESeExCZ13			Com-Indoor-CFLSCEESeExCZ13			Com-Indoor-CFLSDGESeExCZ13


			Education - Secondary School - 14			Education - Secondary School			14			DO8 v3.02			Com-Indoor-CFL			Ex			ESe			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.09			1			-0.00961			0.02			2330			SDG			1.09			1			-0.0094			0.02			2330									Com-Indoor-CFLPGEESeExCZ14			Com-Indoor-CFLSCEESeExCZ14			Com-Indoor-CFLSDGESeExCZ14


			Education - Secondary School - 15			Education - Secondary School			15			DO8 v3.02			Com-Indoor-CFL			Ex			ESe			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.22			1			-0.0023			0.02			2330			SDG			1.23			1			-0.0021			0.02			2330									Com-Indoor-CFLPGEESeExCZ15			Com-Indoor-CFLSCEESeExCZ15			Com-Indoor-CFLSDGESeExCZ15


			Education - Secondary School - 16			Education - Secondary School			16			DO8 v3.02			Com-Indoor-CFL			Ex			ESe			CZ16			Wtd			PGE			0.98			1			-0.019			0.02			2330			SCE			0.97			1			-0.018			0.02			2330			SDG			0			0			0			0			0									Com-Indoor-CFLPGEESeExCZ16			Com-Indoor-CFLSCEESeExCZ16			Com-Indoor-CFLSDGESeExCZ16


			Education - Secondary School - 17			Education - Secondary School			17			DO8 v3.02			Com-Indoor-CFL			Ex			ESe			IOU			Wtd			PGE			1.07			1.1			-0.0106			0.0409			2330			SCE			1.14			1.27			-0.00584			0.237			2330			SDG			1.13			1.22			-0.00494			0.443			2330									Com-Indoor-CFLPGEESeExIOU			Com-Indoor-CFLSCEESeExIOU			Com-Indoor-CFLSDGESeExIOU


			Education - University - 01			Education - University			01			DO8 v3.02			Com-Indoor-CFL			Ex			EUn			CZ01			Wtd			PGE			1.08			1.2			-0.011			0.669			2370			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEUnExCZ01			Com-Indoor-CFLSCEEUnExCZ01			Com-Indoor-CFLSDGEUnExCZ01


			Education - University - 02			Education - University			02			DO8 v3.02			Com-Indoor-CFL			Ex			EUn			CZ02			Wtd			PGE			1.1			1.23			-0.00848			0.439			2370			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEUnExCZ02			Com-Indoor-CFLSCEEUnExCZ02			Com-Indoor-CFLSDGEUnExCZ02


			Education - University - 03			Education - University			03			DO8 v3.02			Com-Indoor-CFL			Ex			EUn			CZ03			Wtd			PGE			1.11			1.21			-0.00768			0.439			2370			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEUnExCZ03			Com-Indoor-CFLSCEEUnExCZ03			Com-Indoor-CFLSDGEUnExCZ03


			Education - University - 04			Education - University			04			DO8 v3.02			Com-Indoor-CFL			Ex			EUn			CZ04			Wtd			PGE			1.12			1.25			-0.007			0.439			2370			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEUnExCZ04			Com-Indoor-CFLSCEEUnExCZ04			Com-Indoor-CFLSDGEUnExCZ04


			Education - University - 05			Education - University			05			DO8 v3.02			Com-Indoor-CFL			Ex			EUn			CZ05			Wtd			PGE			1.12			1.23			-0.00692			0.72			2370			SCE			1.13			1.22			-0.00641			0.72			2370			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEUnExCZ05			Com-Indoor-CFLSCEEUnExCZ05			Com-Indoor-CFLSDGEUnExCZ05


			Education - University - 06			Education - University			06			DO8 v3.02			Com-Indoor-CFL			Ex			EUn			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.22			-0.0042			0.439			2370			SDG			1.14			1.22			-0.00439			0.439			2370									Com-Indoor-CFLPGEEUnExCZ06			Com-Indoor-CFLSCEEUnExCZ06			Com-Indoor-CFLSDGEUnExCZ06


			Education - University - 07			Education - University			07			DO8 v3.02			Com-Indoor-CFL			Ex			EUn			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.15			1.24			-0.0039			0.72			2370									Com-Indoor-CFLPGEEUnExCZ07			Com-Indoor-CFLSCEEUnExCZ07			Com-Indoor-CFLSDGEUnExCZ07


			Education - University - 08			Education - University			08			DO8 v3.02			Com-Indoor-CFL			Ex			EUn			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.25			-0.004			0.72			2370			SDG			1.15			1.25			-0.0042			0.72			2370									Com-Indoor-CFLPGEEUnExCZ08			Com-Indoor-CFLSCEEUnExCZ08			Com-Indoor-CFLSDGEUnExCZ08


			Education - University - 09			Education - University			09			DO8 v3.02			Com-Indoor-CFL			Ex			EUn			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.25			-0.00439			0.439			2370			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEUnExCZ09			Com-Indoor-CFLSCEEUnExCZ09			Com-Indoor-CFLSDGEUnExCZ09


			Education - University - 10			Education - University			10			DO8 v3.02			Com-Indoor-CFL			Ex			EUn			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.25			-0.004			0.439			2370			SDG			1.15			1.24			-0.00468			0.439			2370									Com-Indoor-CFLPGEEUnExCZ10			Com-Indoor-CFLSCEEUnExCZ10			Com-Indoor-CFLSDGEUnExCZ10


			Education - University - 11			Education - University			11			DO8 v3.02			Com-Indoor-CFL			Ex			EUn			CZ11			Wtd			PGE			1.11			1.26			-0.00802			0.439			2370			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEUnExCZ11			Com-Indoor-CFLSCEEUnExCZ11			Com-Indoor-CFLSDGEUnExCZ11


			Education - University - 12			Education - University			12			DO8 v3.02			Com-Indoor-CFL			Ex			EUn			CZ12			Wtd			PGE			1.12			1.23			-0.00789			0.439			2370			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEUnExCZ12			Com-Indoor-CFLSCEEUnExCZ12			Com-Indoor-CFLSDGEUnExCZ12


			Education - University - 13			Education - University			13			DO8 v3.02			Com-Indoor-CFL			Ex			EUn			CZ13			Wtd			PGE			1.14			1			-0.0062			0.034			2370			SCE			1.14			1			-0.00532			0.034			2370			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEUnExCZ13			Com-Indoor-CFLSCEEUnExCZ13			Com-Indoor-CFLSDGEUnExCZ13


			Education - University - 14			Education - University			14			DO8 v3.02			Com-Indoor-CFL			Ex			EUn			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.27			-0.0062			0.439			2370			SDG			1.12			1.26			-0.00679			0.439			2370									Com-Indoor-CFLPGEEUnExCZ14			Com-Indoor-CFLSCEEUnExCZ14			Com-Indoor-CFLSDGEUnExCZ14


			Education - University - 15			Education - University			15			DO8 v3.02			Com-Indoor-CFL			Ex			EUn			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.2			1.28			-0.0023			0.439			2370			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEUnExCZ15			Com-Indoor-CFLSCEEUnExCZ15			Com-Indoor-CFLSDGEUnExCZ15


			Education - University - 16			Education - University			16			DO8 v3.02			Com-Indoor-CFL			Ex			EUn			CZ16			Wtd			PGE			1.06			1.23			-0.015			0.439			2370			SCE			1.05			1.24			-0.014			0.439			2370			SDG			0			0			0			0			0									Com-Indoor-CFLPGEEUnExCZ16			Com-Indoor-CFLSCEEUnExCZ16			Com-Indoor-CFLSDGEUnExCZ16


			Education - University - 17			Education - University			17			DO8 v3.02			Com-Indoor-CFL			Ex			EUn			IOU			Wtd			PGE			1.11			1.22			-0.00759			0.41			2370			SCE			1.15			1.24			-0.00489			0.54			2370			SDG			1.15			1.24			-0.00411			0.651			2370									Com-Indoor-CFLPGEEUnExIOU			Com-Indoor-CFLSCEEUnExIOU			Com-Indoor-CFLSDGEUnExIOU


			Food Store - 01			Food Store			01			DO8 v3.02			Com-Indoor-CFL			Ex			Fst			CZ01			Wtd			PGE			0.905			1.125			-0.01325			0.5975			3950			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEFstExCZ01			Com-Indoor-CFLSCEFstExCZ01			Com-Indoor-CFLSDGFstExCZ01


			Food Store - 02			Food Store			02			DO8 v3.02			Com-Indoor-CFL			Ex			Fst			CZ02			Wtd			PGE			0.98			1.26			-0.009605			0.5975			3950			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEFstExCZ02			Com-Indoor-CFLSCEFstExCZ02			Com-Indoor-CFLSDGFstExCZ02


			Food Store - 03			Food Store			03			DO8 v3.02			Com-Indoor-CFL			Ex			Fst			CZ03			Wtd			PGE			0.965			1.225			-0.010105			0.5975			3950			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEFstExCZ03			Com-Indoor-CFLSCEFstExCZ03			Com-Indoor-CFLSDGFstExCZ03


			Food Store - 04			Food Store			04			DO8 v3.02			Com-Indoor-CFL			Ex			Fst			CZ04			Wtd			PGE			0.995			1.255			-0.008595			0.5975			3950			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEFstExCZ04			Com-Indoor-CFLSCEFstExCZ04			Com-Indoor-CFLSDGFstExCZ04


			Food Store - 05			Food Store			05			DO8 v3.02			Com-Indoor-CFL			Ex			Fst			CZ05			Wtd			PGE			0.98			1.205			-0.009245			0.5975			3950			SCE			1.035			1.235			-0.009695			0.5975			3950			SDG			0			0			0			0			0									Com-Indoor-CFLPGEFstExCZ05			Com-Indoor-CFLSCEFstExCZ05			Com-Indoor-CFLSDGFstExCZ05


			Food Store - 06			Food Store			06			DO8 v3.02			Com-Indoor-CFL			Ex			Fst			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.06			1.235			-0.00835			0.5975			3950			SDG			1.045			1.23			-0.00835			0.5975			3950									Com-Indoor-CFLPGEFstExCZ06			Com-Indoor-CFLSCEFstExCZ06			Com-Indoor-CFLSDGFstExCZ06


			Food Store - 07			Food Store			07			DO8 v3.02			Com-Indoor-CFL			Ex			Fst			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.06			1.24			-0.0076			0.5975			3950									Com-Indoor-CFLPGEFstExCZ07			Com-Indoor-CFLSCEFstExCZ07			Com-Indoor-CFLSDGFstExCZ07


			Food Store - 08			Food Store			08			DO8 v3.02			Com-Indoor-CFL			Ex			Fst			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.08			1.28			-0.00725			0.5975			3950			SDG			1.07			1.265			-0.00725			0.5975			3950									Com-Indoor-CFLPGEFstExCZ08			Com-Indoor-CFLSCEFstExCZ08			Com-Indoor-CFLSDGFstExCZ08


			Food Store - 09			Food Store			09			DO8 v3.02			Com-Indoor-CFL			Ex			Fst			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.095			1.295			-0.00715			0.5975			3950			SDG			0			0			0			0			0									Com-Indoor-CFLPGEFstExCZ09			Com-Indoor-CFLSCEFstExCZ09			Com-Indoor-CFLSDGFstExCZ09


			Food Store - 10			Food Store			10			DO8 v3.02			Com-Indoor-CFL			Ex			Fst			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.08			1.295			-0.0068			0.5975			3950			SDG			1.08			1.3			-0.00685			0.5975			3950									Com-Indoor-CFLPGEFstExCZ10			Com-Indoor-CFLSCEFstExCZ10			Com-Indoor-CFLSDGFstExCZ10


			Food Store - 11			Food Store			11			DO8 v3.02			Com-Indoor-CFL			Ex			Fst			CZ11			Wtd			PGE			1			1.27			-0.009255			0.5975			3950			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEFstExCZ11			Com-Indoor-CFLSCEFstExCZ11			Com-Indoor-CFLSDGFstExCZ11


			Food Store - 12			Food Store			12			DO8 v3.02			Com-Indoor-CFL			Ex			Fst			CZ12			Wtd			PGE			0.995			1.275			-0.009555			0.5975			3950			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEFstExCZ12			Com-Indoor-CFLSCEFstExCZ12			Com-Indoor-CFLSDGFstExCZ12


			Food Store - 13			Food Store			13			DO8 v3.02			Com-Indoor-CFL			Ex			Fst			CZ13			Wtd			PGE			1.035			1.275			-0.007245			0.5975			3950			SCE			1.08			1.31			-0.008145			0.5975			3950			SDG			0			0			0			0			0									Com-Indoor-CFLPGEFstExCZ13			Com-Indoor-CFLSCEFstExCZ13			Com-Indoor-CFLSDGFstExCZ13


			Food Store - 14			Food Store			14			DO8 v3.02			Com-Indoor-CFL			Ex			Fst			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.06			1.285			-0.008895			0.5975			3950			SDG			1.055			1.285			-0.008445			0.5975			3950									Com-Indoor-CFLPGEFstExCZ14			Com-Indoor-CFLSCEFstExCZ14			Com-Indoor-CFLSDGFstExCZ14


			Food Store - 15			Food Store			15			DO8 v3.02			Com-Indoor-CFL			Ex			Fst			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.305			-0.0039055			0.5975			3950			SDG			1.14			1.305			-0.0038155			0.5975			3950									Com-Indoor-CFLPGEFstExCZ15			Com-Indoor-CFLSCEFstExCZ15			Com-Indoor-CFLSDGFstExCZ15


			Food Store - 16			Food Store			16			DO8 v3.02			Com-Indoor-CFL			Ex			Fst			CZ16			Wtd			PGE			0.91			1.245			-0.013			0.5975			3950			SCE			0.965			1.27			-0.014			0.5975			3950			SDG			0			0			0			0			0									Com-Indoor-CFLPGEFstExCZ16			Com-Indoor-CFLSCEFstExCZ16			Com-Indoor-CFLSDGFstExCZ16


			Food Store - 17			Food Store			17			DO8 v3.02			Com-Indoor-CFL			Ex			Fst			IOU			Wtd			PGE			0.99			1.255			-0.00922			0.5975			3950			SCE			1.075			1.275			-0.007455			0.5975			3950			SDG			1.065			1.255			-0.00743			0.5975			3950									Com-Indoor-CFLPGEFstExIOU			Com-Indoor-CFLSCEFstExIOU			Com-Indoor-CFLSDGFstExIOU


			Grocery - 01			Grocery			01			DO8 v3.02			Com-Indoor-CFL			Ex			Gro			CZ01			Wtd			PGE			0.81			1.07			-0.017			0.495			3890			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGroExCZ01			Com-Indoor-CFLSCEGroExCZ01			Com-Indoor-CFLSDGGroExCZ01


			Grocery - 02			Grocery			02			DO8 v3.02			Com-Indoor-CFL			Ex			Gro			CZ02			Wtd			PGE			0.91			1.31			-0.013			0.495			3890			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGroExCZ02			Com-Indoor-CFLSCEGroExCZ02			Com-Indoor-CFLSDGGroExCZ02


			Grocery - 03			Grocery			03			DO8 v3.02			Com-Indoor-CFL			Ex			Gro			CZ03			Wtd			PGE			0.87			1.23			-0.015			0.495			3890			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGroExCZ03			Com-Indoor-CFLSCEGroExCZ03			Com-Indoor-CFLSDGGroExCZ03


			Grocery - 04			Grocery			04			DO8 v3.02			Com-Indoor-CFL			Ex			Gro			CZ04			Wtd			PGE			0.92			1.29			-0.013			0.495			3890			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGroExCZ04			Com-Indoor-CFLSCEGroExCZ04			Com-Indoor-CFLSDGGroExCZ04


			Grocery - 05			Grocery			05			DO8 v3.02			Com-Indoor-CFL			Ex			Gro			CZ05			Wtd			PGE			0.89			1.22			-0.015			0.495			3890			SCE			0.98			1.22			-0.016			0.495			3890			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGroExCZ05			Com-Indoor-CFLSCEGroExCZ05			Com-Indoor-CFLSDGGroExCZ05


			Grocery - 06			Grocery			06			DO8 v3.02			Com-Indoor-CFL			Ex			Gro			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1			1.21			-0.015			0.495			3890			SDG			0.98			1.2			-0.015			0.495			3890									Com-Indoor-CFLPGEGroExCZ06			Com-Indoor-CFLSCEGroExCZ06			Com-Indoor-CFLSDGGroExCZ06


			Grocery - 07			Grocery			07			DO8 v3.02			Com-Indoor-CFL			Ex			Gro			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1			1.23			-0.014			0.495			3890									Com-Indoor-CFLPGEGroExCZ07			Com-Indoor-CFLSCEGroExCZ07			Com-Indoor-CFLSDGGroExCZ07


			Grocery - 08			Grocery			08			DO8 v3.02			Com-Indoor-CFL			Ex			Gro			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.03			1.29			-0.013			0.495			3890			SDG			1.02			1.27			-0.013			0.495			3890									Com-Indoor-CFLPGEGroExCZ08			Com-Indoor-CFLSCEGroExCZ08			Com-Indoor-CFLSDGGroExCZ08


			Grocery - 09			Grocery			09			DO8 v3.02			Com-Indoor-CFL			Ex			Gro			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.05			1.29			-0.013			0.495			3890			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGroExCZ09			Com-Indoor-CFLSCEGroExCZ09			Com-Indoor-CFLSDGGroExCZ09


			Grocery - 10			Grocery			10			DO8 v3.02			Com-Indoor-CFL			Ex			Gro			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.05			1.35			-0.012			0.495			3890			SDG			1.04			1.35			-0.012			0.495			3890									Com-Indoor-CFLPGEGroExCZ10			Com-Indoor-CFLSCEGroExCZ10			Com-Indoor-CFLSDGGroExCZ10


			Grocery - 11			Grocery			11			DO8 v3.02			Com-Indoor-CFL			Ex			Gro			CZ11			Wtd			PGE			0.95			1.32			-0.012			0.495			3890			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGroExCZ11			Com-Indoor-CFLSCEGroExCZ11			Com-Indoor-CFLSDGGroExCZ11


			Grocery - 12			Grocery			12			DO8 v3.02			Com-Indoor-CFL			Ex			Gro			CZ12			Wtd			PGE			0.94			1.33			-0.013			0.495			3890			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGroExCZ12			Com-Indoor-CFLSCEGroExCZ12			Com-Indoor-CFLSDGGroExCZ12


			Grocery - 13			Grocery			13			DO8 v3.02			Com-Indoor-CFL			Ex			Gro			CZ13			Wtd			PGE			1			1.32			-0.01			0.495			3890			SCE			1.06			1.33			-0.012			0.495			3890			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGroExCZ13			Com-Indoor-CFLSCEGroExCZ13			Com-Indoor-CFLSDGGroExCZ13


			Grocery - 14			Grocery			14			DO8 v3.02			Com-Indoor-CFL			Ex			Gro			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.04			1.35			-0.013			0.495			3890			SDG			1.03			1.34			-0.012			0.495			3890									Com-Indoor-CFLPGEGroExCZ14			Com-Indoor-CFLSCEGroExCZ14			Com-Indoor-CFLSDGGroExCZ14


			Grocery - 15			Grocery			15			DO8 v3.02			Com-Indoor-CFL			Ex			Gro			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.32			-0.0073			0.495			3890			SDG			1.11			1.31			-0.0071			0.495			3890									Com-Indoor-CFLPGEGroExCZ15			Com-Indoor-CFLSCEGroExCZ15			Com-Indoor-CFLSDGGroExCZ15


			Grocery - 16			Grocery			16			DO8 v3.02			Com-Indoor-CFL			Ex			Gro			CZ16			Wtd			PGE			0.84			1.29			-0.015			0.495			3890			SCE			0.94			1.29			-0.017			0.495			3890			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGroExCZ16			Com-Indoor-CFLSCEGroExCZ16			Com-Indoor-CFLSDGGroExCZ16


			Grocery - 17			Grocery			17			DO8 v3.02			Com-Indoor-CFL			Ex			Gro			IOU			Wtd			PGE			0.92			1.29			-0.0131			0.495			3890			SCE			1.03			1.29			-0.0131			0.495			3890			SDG			1.01			1.26			-0.0135			0.495			3890									Com-Indoor-CFLPGEGroExIOU			Com-Indoor-CFLSCEGroExIOU			Com-Indoor-CFLSDGGroExIOU


			Health/Medical - Clinic - 01			Health/Medical - Clinic			01			DO8 v3.02			Com-Indoor-CFL			Ex			Cli			CZ01			Wtd			PGE			1.03			1.17			-0.01085			0.6215			3275			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGECliExCZ01			Com-Indoor-CFLSCECliExCZ01			Com-Indoor-CFLSDGCliExCZ01


			Health/Medical - Clinic - 02			Health/Medical - Clinic			02			DO8 v3.02			Com-Indoor-CFL			Ex			Cli			CZ02			Wtd			PGE			1.055			1.23			-0.008445			0.6215			3275			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGECliExCZ02			Com-Indoor-CFLSCECliExCZ02			Com-Indoor-CFLSDGCliExCZ02


			Health/Medical - Clinic - 03			Health/Medical - Clinic			03			DO8 v3.02			Com-Indoor-CFL			Ex			Cli			CZ03			Wtd			PGE			1.06			1.235			-0.008			0.6215			3275			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGECliExCZ03			Com-Indoor-CFLSCECliExCZ03			Com-Indoor-CFLSDGCliExCZ03


			Health/Medical - Clinic - 04			Health/Medical - Clinic			04			DO8 v3.02			Com-Indoor-CFL			Ex			Cli			CZ04			Wtd			PGE			1.075			1.245			-0.0069			0.6215			3275			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGECliExCZ04			Com-Indoor-CFLSCECliExCZ04			Com-Indoor-CFLSDGCliExCZ04


			Health/Medical - Clinic - 05			Health/Medical - Clinic			05			DO8 v3.02			Com-Indoor-CFL			Ex			Cli			CZ05			Wtd			PGE			1.07			1.215			-0.007			0.6215			3275			SCE			1.085			1.265			-0.0071			0.6215			3275			SDG			0			0			0			0			0									Com-Indoor-CFLPGECliExCZ05			Com-Indoor-CFLSCECliExCZ05			Com-Indoor-CFLSDGCliExCZ05


			Health/Medical - Clinic - 06			Health/Medical - Clinic			06			DO8 v3.02			Com-Indoor-CFL			Ex			Cli			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.275			-0.00535			0.6215			3275			SDG			1.11			1.27			-0.005155			0.6215			3275									Com-Indoor-CFLPGECliExCZ06			Com-Indoor-CFLSCECliExCZ06			Com-Indoor-CFLSDGCliExCZ06


			Health/Medical - Clinic - 07			Health/Medical - Clinic			07			DO8 v3.02			Com-Indoor-CFL			Ex			Cli			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.125			1.255			-0.0045795			0.6215			3275									Com-Indoor-CFLPGECliExCZ07			Com-Indoor-CFLSCECliExCZ07			Com-Indoor-CFLSDGCliExCZ07


			Health/Medical - Clinic - 08			Health/Medical - Clinic			08			DO8 v3.02			Com-Indoor-CFL			Ex			Cli			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.29			-0.005105			0.6215			3275			SDG			1.125			1.28			-0.004825			0.6215			3275									Com-Indoor-CFLPGECliExCZ08			Com-Indoor-CFLSCECliExCZ08			Com-Indoor-CFLSDGCliExCZ08


			Health/Medical - Clinic - 09			Health/Medical - Clinic			09			DO8 v3.02			Com-Indoor-CFL			Ex			Cli			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.135			1.32			-0.005105			0.6215			3275			SDG			0			0			0			0			0									Com-Indoor-CFLPGECliExCZ09			Com-Indoor-CFLSCECliExCZ09			Com-Indoor-CFLSDGCliExCZ09


			Health/Medical - Clinic - 10			Health/Medical - Clinic			10			DO8 v3.02			Com-Indoor-CFL			Ex			Cli			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.3			-0.005095			0.6215			3275			SDG			1.13			1.29			-0.0050505			0.6215			3275									Com-Indoor-CFLPGECliExCZ10			Com-Indoor-CFLSCECliExCZ10			Com-Indoor-CFLSDGCliExCZ10


			Health/Medical - Clinic - 11			Health/Medical - Clinic			11			DO8 v3.02			Com-Indoor-CFL			Ex			Cli			CZ11			Wtd			PGE			1.06			1.255			-0.0084			0.6215			3275			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGECliExCZ11			Com-Indoor-CFLSCECliExCZ11			Com-Indoor-CFLSDGCliExCZ11


			Health/Medical - Clinic - 12			Health/Medical - Clinic			12			DO8 v3.02			Com-Indoor-CFL			Ex			Cli			CZ12			Wtd			PGE			1.065			1.25			-0.008095			0.6215			3275			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGECliExCZ12			Com-Indoor-CFLSCECliExCZ12			Com-Indoor-CFLSDGCliExCZ12


			Health/Medical - Clinic - 13			Health/Medical - Clinic			13			DO8 v3.02			Com-Indoor-CFL			Ex			Cli			CZ13			Wtd			PGE			1.09			1.26			-0.006545			0.6215			3275			SCE			1.11			1.325			-0.00655			0.6215			3275			SDG			0			0			0			0			0									Com-Indoor-CFLPGECliExCZ13			Com-Indoor-CFLSCECliExCZ13			Com-Indoor-CFLSDGCliExCZ13


			Health/Medical - Clinic - 14			Health/Medical - Clinic			14			DO8 v3.02			Com-Indoor-CFL			Ex			Cli			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.095			1.315			-0.007			0.6215			3275			SDG			1.1			1.31			-0.00675			0.6215			3275									Com-Indoor-CFLPGECliExCZ14			Com-Indoor-CFLSCECliExCZ14			Com-Indoor-CFLSDGCliExCZ14


			Health/Medical - Clinic - 15			Health/Medical - Clinic			15			DO8 v3.02			Com-Indoor-CFL			Ex			Cli			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.335			-0.00324			0.6215			3275			SDG			0.605			0.65			-0.000135			0.339			1490									Com-Indoor-CFLPGECliExCZ15			Com-Indoor-CFLSCECliExCZ15			Com-Indoor-CFLSDGCliExCZ15


			Health/Medical - Clinic - 16			Health/Medical - Clinic			16			DO8 v3.02			Com-Indoor-CFL			Ex			Cli			CZ16			Wtd			PGE			1			1.235			-0.013245			0.6215			3275			SCE			0.995			1.285			-0.012395			0.6215			3275			SDG			0			0			0			0			0									Com-Indoor-CFLPGECliExCZ16			Com-Indoor-CFLSCECliExCZ16			Com-Indoor-CFLSDGCliExCZ16


			Health/Medical - Clinic - 17			Health/Medical - Clinic			17			DO8 v3.02			Com-Indoor-CFL			Ex			Cli			IOU			Wtd			PGE			1.065			1.245			-0.007745			0.6215			3275			SCE			1.125			1.295			-0.00538			0.6215			3275			SDG			1.125			1.26			-0.0046865			0.6215			3275									Com-Indoor-CFLPGECliExIOU			Com-Indoor-CFLSCECliExIOU			Com-Indoor-CFLSDGCliExIOU


			Health/Medical - Hospital - 01			Health/Medical - Hospital			01			DO8 v3.02			Com-Indoor-CFL			Ex			Hsp			CZ01			Wtd			PGE			1.09			1.15			-0.00781			0.717			4200			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHspExCZ01			Com-Indoor-CFLSCEHspExCZ01			Com-Indoor-CFLSDGHspExCZ01


			Health/Medical - Hospital - 02			Health/Medical - Hospital			02			DO8 v3.02			Com-Indoor-CFL			Ex			Hsp			CZ02			Wtd			PGE			1.1			1.22			-0.00681			0.717			4200			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHspExCZ02			Com-Indoor-CFLSCEHspExCZ02			Com-Indoor-CFLSDGHspExCZ02


			Health/Medical - Hospital - 03			Health/Medical - Hospital			03			DO8 v3.02			Com-Indoor-CFL			Ex			Hsp			CZ03			Wtd			PGE			1.12			1.21			-0.00631			0.717			4200			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHspExCZ03			Com-Indoor-CFLSCEHspExCZ03			Com-Indoor-CFLSDGHspExCZ03


			Health/Medical - Hospital - 04			Health/Medical - Hospital			04			DO8 v3.02			Com-Indoor-CFL			Ex			Hsp			CZ04			Wtd			PGE			1.11			1.22			-0.00619			0.717			4200			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHspExCZ04			Com-Indoor-CFLSCEHspExCZ04			Com-Indoor-CFLSDGHspExCZ04


			Health/Medical - Hospital - 05			Health/Medical - Hospital			05			DO8 v3.02			Com-Indoor-CFL			Ex			Hsp			CZ05			Wtd			PGE			1.1			1.19			-0.0064			0.717			4200			SCE			1.13			1.22			-0.0066			0.717			4200			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHspExCZ05			Com-Indoor-CFLSCEHspExCZ05			Com-Indoor-CFLSDGHspExCZ05


			Health/Medical - Hospital - 06			Health/Medical - Hospital			06			DO8 v3.02			Com-Indoor-CFL			Ex			Hsp			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.24			-0.0054			0.717			4200			SDG			1.14			1.23			-0.0055			0.717			4200									Com-Indoor-CFLPGEHspExCZ06			Com-Indoor-CFLSCEHspExCZ06			Com-Indoor-CFLSDGHspExCZ06


			Health/Medical - Hospital - 07			Health/Medical - Hospital			07			DO8 v3.02			Com-Indoor-CFL			Ex			Hsp			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.15			1.23			-0.00519			0.717			4200									Com-Indoor-CFLPGEHspExCZ07			Com-Indoor-CFLSCEHspExCZ07			Com-Indoor-CFLSDGHspExCZ07


			Health/Medical - Hospital - 08			Health/Medical - Hospital			08			DO8 v3.02			Com-Indoor-CFL			Ex			Hsp			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.25			-0.00531			0.717			4200			SDG			1.15			1.23			-0.0054			0.717			4200									Com-Indoor-CFLPGEHspExCZ08			Com-Indoor-CFLSCEHspExCZ08			Com-Indoor-CFLSDGHspExCZ08


			Health/Medical - Hospital - 09			Health/Medical - Hospital			09			DO8 v3.02			Com-Indoor-CFL			Ex			Hsp			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.28			-0.00519			0.717			4200			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHspExCZ09			Com-Indoor-CFLSCEHspExCZ09			Com-Indoor-CFLSDGHspExCZ09


			Health/Medical - Hospital - 10			Health/Medical - Hospital			10			DO8 v3.02			Com-Indoor-CFL			Ex			Hsp			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.26			-0.00569			0.717			4200			SDG			1.15			1.26			-0.00569			0.717			4200									Com-Indoor-CFLPGEHspExCZ10			Com-Indoor-CFLSCEHspExCZ10			Com-Indoor-CFLSDGHspExCZ10


			Health/Medical - Hospital - 11			Health/Medical - Hospital			11			DO8 v3.02			Com-Indoor-CFL			Ex			Hsp			CZ11			Wtd			PGE			1.1			1.23			-0.00681			0.717			4200			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHspExCZ11			Com-Indoor-CFLSCEHspExCZ11			Com-Indoor-CFLSDGHspExCZ11


			Health/Medical - Hospital - 12			Health/Medical - Hospital			12			DO8 v3.02			Com-Indoor-CFL			Ex			Hsp			CZ12			Wtd			PGE			1.11			1.23			-0.00669			0.717			4200			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHspExCZ12			Com-Indoor-CFLSCEHspExCZ12			Com-Indoor-CFLSDGHspExCZ12


			Health/Medical - Hospital - 13			Health/Medical - Hospital			13			DO8 v3.02			Com-Indoor-CFL			Ex			Hsp			CZ13			Wtd			PGE			1.12			1.25			-0.0059			0.717			4200			SCE			1.13			1.28			-0.00631			0.717			4200			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHspExCZ13			Com-Indoor-CFLSCEHspExCZ13			Com-Indoor-CFLSDGHspExCZ13


			Health/Medical - Hospital - 14			Health/Medical - Hospital			14			DO8 v3.02			Com-Indoor-CFL			Ex			Hsp			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.28			-0.007			0.717			4200			SDG			1.12			1.27			-0.0071			0.717			4200									Com-Indoor-CFLPGEHspExCZ14			Com-Indoor-CFLSCEHspExCZ14			Com-Indoor-CFLSDGHspExCZ14


			Health/Medical - Hospital - 15			Health/Medical - Hospital			15			DO8 v3.02			Com-Indoor-CFL			Ex			Hsp			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.29			-0.00481			0.717			4200			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHspExCZ15			Com-Indoor-CFLSCEHspExCZ15			Com-Indoor-CFLSDGHspExCZ15


			Health/Medical - Hospital - 16			Health/Medical - Hospital			16			DO8 v3.02			Com-Indoor-CFL			Ex			Hsp			CZ16			Wtd			PGE			1.05			1.21			-0.011			0.717			4200			SCE			1.05			1.24			-0.011			0.717			4200			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHspExCZ16			Com-Indoor-CFLSCEHspExCZ16			Com-Indoor-CFLSDGHspExCZ16


			Health/Medical - Hospital - 17			Health/Medical - Hospital			17			DO8 v3.02			Com-Indoor-CFL			Ex			Hsp			IOU			Wtd			PGE			1.11			1.22			-0.00643			0.717			4200			SCE			1.16			1.26			-0.00557			0.717			4200			SDG			1.15			1.23			-0.00529			0.717			4200									Com-Indoor-CFLPGEHspExIOU			Com-Indoor-CFLSCEHspExIOU			Com-Indoor-CFLSDGHspExIOU


			Health/Medical - Nursing Home - 01			Health/Medical - Nursing Home			01			DO8 v3.02			Com-Indoor-CFL			Ex			Nrs			CZ01			Wtd			PGE			1.02			1.17			-0.017			0.565			3570			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGENrsExCZ01			Com-Indoor-CFLSCENrsExCZ01			Com-Indoor-CFLSDGNrsExCZ01


			Health/Medical - Nursing Home - 02			Health/Medical - Nursing Home			02			DO8 v3.02			Com-Indoor-CFL			Ex			Nrs			CZ02			Wtd			PGE			1.05			1.25			-0.013			0.565			3570			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGENrsExCZ02			Com-Indoor-CFLSCENrsExCZ02			Com-Indoor-CFLSDGNrsExCZ02


			Health/Medical - Nursing Home - 03			Health/Medical - Nursing Home			03			DO8 v3.02			Com-Indoor-CFL			Ex			Nrs			CZ03			Wtd			PGE			1.06			1.24			-0.013			0.565			3570			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGENrsExCZ03			Com-Indoor-CFLSCENrsExCZ03			Com-Indoor-CFLSDGNrsExCZ03


			Health/Medical - Nursing Home - 04			Health/Medical - Nursing Home			04			DO8 v3.02			Com-Indoor-CFL			Ex			Nrs			CZ04			Wtd			PGE			1.07			1.26			-0.011			0.565			3570			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGENrsExCZ04			Com-Indoor-CFLSCENrsExCZ04			Com-Indoor-CFLSDGNrsExCZ04


			Health/Medical - Nursing Home - 05			Health/Medical - Nursing Home			05			DO8 v3.02			Com-Indoor-CFL			Ex			Nrs			CZ05			Wtd			PGE			1.06			1.22			-0.012			0.565			3570			SCE			1.05			1.26			-0.012			0.565			3570			SDG			0			0			0			0			0									Com-Indoor-CFLPGENrsExCZ05			Com-Indoor-CFLSCENrsExCZ05			Com-Indoor-CFLSDGNrsExCZ05


			Health/Medical - Nursing Home - 06			Health/Medical - Nursing Home			06			DO8 v3.02			Com-Indoor-CFL			Ex			Nrs			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.27			-0.0095			0.565			3570			SDG			1.07			1.26			-0.0098			0.565			3570									Com-Indoor-CFLPGENrsExCZ06			Com-Indoor-CFLSCENrsExCZ06			Com-Indoor-CFLSDGNrsExCZ06


			Health/Medical - Nursing Home - 07			Health/Medical - Nursing Home			07			DO8 v3.02			Com-Indoor-CFL			Ex			Nrs			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.09			1.26			-0.0088			0.565			3570									Com-Indoor-CFLPGENrsExCZ07			Com-Indoor-CFLSCENrsExCZ07			Com-Indoor-CFLSDGNrsExCZ07


			Health/Medical - Nursing Home - 08			Health/Medical - Nursing Home			08			DO8 v3.02			Com-Indoor-CFL			Ex			Nrs			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.29			-0.00891			0.565			3570			SDG			1.09			1.28			-0.0091			0.565			3570									Com-Indoor-CFLPGENrsExCZ08			Com-Indoor-CFLSCENrsExCZ08			Com-Indoor-CFLSDGNrsExCZ08


			Health/Medical - Nursing Home - 09			Health/Medical - Nursing Home			09			DO8 v3.02			Com-Indoor-CFL			Ex			Nrs			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.32			-0.00891			0.565			3570			SDG			0			0			0			0			0									Com-Indoor-CFLPGENrsExCZ09			Com-Indoor-CFLSCENrsExCZ09			Com-Indoor-CFLSDGNrsExCZ09


			Health/Medical - Nursing Home - 10			Health/Medical - Nursing Home			10			DO8 v3.02			Com-Indoor-CFL			Ex			Nrs			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.32			-0.00899			0.565			3570			SDG			1.1			1.31			-0.00941			0.565			3570									Com-Indoor-CFLPGENrsExCZ10			Com-Indoor-CFLSCENrsExCZ10			Com-Indoor-CFLSDGNrsExCZ10


			Health/Medical - Nursing Home - 11			Health/Medical - Nursing Home			11			DO8 v3.02			Com-Indoor-CFL			Ex			Nrs			CZ11			Wtd			PGE			1.06			1.27			-0.012			0.565			3570			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGENrsExCZ11			Com-Indoor-CFLSCENrsExCZ11			Com-Indoor-CFLSDGNrsExCZ11


			Health/Medical - Nursing Home - 12			Health/Medical - Nursing Home			12			DO8 v3.02			Com-Indoor-CFL			Ex			Nrs			CZ12			Wtd			PGE			1.06			1.27			-0.012			0.565			3570			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGENrsExCZ12			Com-Indoor-CFLSCENrsExCZ12			Com-Indoor-CFLSDGNrsExCZ12


			Health/Medical - Nursing Home - 13			Health/Medical - Nursing Home			13			DO8 v3.02			Com-Indoor-CFL			Ex			Nrs			CZ13			Wtd			PGE			1.09			1.28			-0.00989			0.565			3570			SCE			1.09			1.34			-0.01			0.565			3570			SDG			0			0			0			0			0									Com-Indoor-CFLPGENrsExCZ13			Com-Indoor-CFLSCENrsExCZ13			Com-Indoor-CFLSDGNrsExCZ13


			Health/Medical - Nursing Home - 14			Health/Medical - Nursing Home			14			DO8 v3.02			Com-Indoor-CFL			Ex			Nrs			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.08			1.34			-0.011			0.565			3570			SDG			1.08			1.34			-0.011			0.565			3570									Com-Indoor-CFLPGENrsExCZ14			Com-Indoor-CFLSCENrsExCZ14			Com-Indoor-CFLSDGNrsExCZ14


			Health/Medical - Nursing Home - 15			Health/Medical - Nursing Home			15			DO8 v3.02			Com-Indoor-CFL			Ex			Nrs			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.36			-0.00591			0.565			3570			SDG			0			0			0			0			0									Com-Indoor-CFLPGENrsExCZ15			Com-Indoor-CFLSCENrsExCZ15			Com-Indoor-CFLSDGNrsExCZ15


			Health/Medical - Nursing Home - 16			Health/Medical - Nursing Home			16			DO8 v3.02			Com-Indoor-CFL			Ex			Nrs			CZ16			Wtd			PGE			1.01			1.24			-0.018			0.565			3570			SCE			0.99			1.29			-0.017			0.565			3570			SDG			0			0			0			0			0									Com-Indoor-CFLPGENrsExCZ16			Com-Indoor-CFLSCENrsExCZ16			Com-Indoor-CFLSDGNrsExCZ16


			Health/Medical - Nursing Home - 17			Health/Medical - Nursing Home			17			DO8 v3.02			Com-Indoor-CFL			Ex			Nrs			IOU			Wtd			PGE			1.06			1.26			-0.012			0.565			3570			SCE			1.1			1.3			-0.0093			0.565			3570			SDG			1.09			1.27			-0.00894			0.565			3570									Com-Indoor-CFLPGENrsExIOU			Com-Indoor-CFLSCENrsExIOU			Com-Indoor-CFLSDGNrsExIOU


			Industrial - 01			Industrial			01			DO8 v3.02			Com-Indoor-CFL			Ex			Ind			CZ01			Wtd			PGE			1.05			1.155			-0.0044645			0.7785			2835			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEIndExCZ01			Com-Indoor-CFLSCEIndExCZ01			Com-Indoor-CFLSDGIndExCZ01


			Industrial - 02			Industrial			02			DO8 v3.02			Com-Indoor-CFL			Ex			Ind			CZ02			Wtd			PGE			1.085			1.17			-0.00287			0.7785			2835			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEIndExCZ02			Com-Indoor-CFLSCEIndExCZ02			Com-Indoor-CFLSDGIndExCZ02


			Industrial - 03			Industrial			03			DO8 v3.02			Com-Indoor-CFL			Ex			Ind			CZ03			Wtd			PGE			1.09			1.175			-0.002365			0.7785			2835			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEIndExCZ03			Com-Indoor-CFLSCEIndExCZ03			Com-Indoor-CFLSDGIndExCZ03


			Industrial - 04			Industrial			04			DO8 v3.02			Com-Indoor-CFL			Ex			Ind			CZ04			Wtd			PGE			1.09			1.175			-0.0022555			0.7785			2835			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEIndExCZ04			Com-Indoor-CFLSCEIndExCZ04			Com-Indoor-CFLSDGIndExCZ04


			Industrial - 05			Industrial			05			DO8 v3.02			Com-Indoor-CFL			Ex			Ind			CZ05			Wtd			PGE			1.09			1.17			-0.0017			0.7785			2835			SCE			1.13			1.225			-0.001696			0.7785			2835			SDG			0			0			0			0			0									Com-Indoor-CFLPGEIndExCZ05			Com-Indoor-CFLSCEIndExCZ05			Com-Indoor-CFLSDGIndExCZ05


			Industrial - 06			Industrial			06			DO8 v3.02			Com-Indoor-CFL			Ex			Ind			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.145			1.22			-0.000895			0.7785			2835			SDG			1.125			1.22			-0.001105			0.7785			2835									Com-Indoor-CFLPGEIndExCZ06			Com-Indoor-CFLSCEIndExCZ06			Com-Indoor-CFLSDGIndExCZ06


			Industrial - 07			Industrial			07			DO8 v3.02			Com-Indoor-CFL			Ex			Ind			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.13			1.215			-0.00065			0.7785			2835									Com-Indoor-CFLPGEIndExCZ07			Com-Indoor-CFLSCEIndExCZ07			Com-Indoor-CFLSDGIndExCZ07


			Industrial - 08			Industrial			08			DO8 v3.02			Com-Indoor-CFL			Ex			Ind			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.155			1.24			-0.00075			0.7785			2835			SDG			1.135			1.24			-0.000955			0.7785			2835									Com-Indoor-CFLPGEIndExCZ08			Com-Indoor-CFLSCEIndExCZ08			Com-Indoor-CFLSDGIndExCZ08


			Industrial - 09			Industrial			09			DO8 v3.02			Com-Indoor-CFL			Ex			Ind			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.245			-0.00055			0.7785			2835			SDG			0			0			0			0			0									Com-Indoor-CFLPGEIndExCZ09			Com-Indoor-CFLSCEIndExCZ09			Com-Indoor-CFLSDGIndExCZ09


			Industrial - 10			Industrial			10			DO8 v3.02			Com-Indoor-CFL			Ex			Ind			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.205			-0.00092			0.7785			2835			SDG			1.14			1.215			-0.000925			0.7785			2835									Com-Indoor-CFLPGEIndExCZ10			Com-Indoor-CFLSCEIndExCZ10			Com-Indoor-CFLSDGIndExCZ10


			Industrial - 11			Industrial			11			DO8 v3.02			Com-Indoor-CFL			Ex			Ind			CZ11			Wtd			PGE			1.075			1.175			-0.003514			0.7785			2835			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEIndExCZ11			Com-Indoor-CFLSCEIndExCZ11			Com-Indoor-CFLSDGIndExCZ11


			Industrial - 12			Industrial			12			DO8 v3.02			Com-Indoor-CFL			Ex			Ind			CZ12			Wtd			PGE			1.085			1.19			-0.003115			0.7785			2835			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEIndExCZ12			Com-Indoor-CFLSCEIndExCZ12			Com-Indoor-CFLSDGIndExCZ12


			Industrial - 13			Industrial			13			DO8 v3.02			Com-Indoor-CFL			Ex			Ind			CZ13			Wtd			PGE			1.1			1.19			-0.00244			0.7785			2835			SCE			1.12			1.245			-0.002525			0.7785			2835			SDG			0			0			0			0			0									Com-Indoor-CFLPGEIndExCZ13			Com-Indoor-CFLSCEIndExCZ13			Com-Indoor-CFLSDGIndExCZ13


			Industrial - 14			Industrial			14			DO8 v3.02			Com-Indoor-CFL			Ex			Ind			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.23			-0.0031855			0.7785			2835			SDG			1.11			1.235			-0.003395			0.7785			2835									Com-Indoor-CFLPGEIndExCZ14			Com-Indoor-CFLSCEIndExCZ14			Com-Indoor-CFLSDGIndExCZ14


			Industrial - 15			Industrial			15			DO8 v3.02			Com-Indoor-CFL			Ex			Ind			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.185			-0.000374			0.7785			2835			SDG			1.19			1.2			-0.00038			0.7785			2835									Com-Indoor-CFLPGEIndExCZ15			Com-Indoor-CFLSCEIndExCZ15			Com-Indoor-CFLSDGIndExCZ15


			Industrial - 16			Industrial			16			DO8 v3.02			Com-Indoor-CFL			Ex			Ind			CZ16			Wtd			PGE			1.025			1.175			-0.00755			0.7785			2835			SCE			1.025			1.22			-0.0075			0.7785			2835			SDG			0			0			0			0			0									Com-Indoor-CFLPGEIndExCZ16			Com-Indoor-CFLSCEIndExCZ16			Com-Indoor-CFLSDGIndExCZ16


			Industrial - 17			Industrial			17			DO8 v3.02			Com-Indoor-CFL			Ex			Ind			IOU			Wtd			PGE			1.085			1.18			-0.002649			0.7785			2835			SCE			1.14			1.23			-0.0010445			0.7785			2835			SDG			1.135			1.215			-0.00077775			0.7785			2835									Com-Indoor-CFLPGEIndExIOU			Com-Indoor-CFLSCEIndExIOU			Com-Indoor-CFLSDGIndExIOU


			Lodging - Guest Rooms - 01			Lodging - Guest Rooms			01			DO8 v3.02			Com-Indoor-CFL			Ex			GsR			CZ01			Wtd			PGE			1.02			1.19			-0.00752			0.151			1370			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGsRExCZ01			Com-Indoor-CFLSCEGsRExCZ01			Com-Indoor-CFLSDGGsRExCZ01


			Lodging - Guest Rooms - 02			Lodging - Guest Rooms			02			DO8 v3.02			Com-Indoor-CFL			Ex			GsR			CZ02			Wtd			PGE			1.04			1.22			-0.0056			0.151			1370			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGsRExCZ02			Com-Indoor-CFLSCEGsRExCZ02			Com-Indoor-CFLSDGGsRExCZ02


			Lodging - Guest Rooms - 03			Lodging - Guest Rooms			03			DO8 v3.02			Com-Indoor-CFL			Ex			GsR			CZ03			Wtd			PGE			1.06			1.21			-0.0051			0.151			1370			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGsRExCZ03			Com-Indoor-CFLSCEGsRExCZ03			Com-Indoor-CFLSDGGsRExCZ03


			Lodging - Guest Rooms - 04			Lodging - Guest Rooms			04			DO8 v3.02			Com-Indoor-CFL			Ex			GsR			CZ04			Wtd			PGE			1.07			1.23			-0.0046			0.151			1370			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGsRExCZ04			Com-Indoor-CFLSCEGsRExCZ04			Com-Indoor-CFLSDGGsRExCZ04


			Lodging - Guest Rooms - 05			Lodging - Guest Rooms			05			DO8 v3.02			Com-Indoor-CFL			Ex			GsR			CZ05			Wtd			PGE			1.06			1.2			-0.0049			0.151			1370			SCE			1.09			1.26			-0.0041			0.151			1370			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGsRExCZ05			Com-Indoor-CFLSCEGsRExCZ05			Com-Indoor-CFLSDGGsRExCZ05


			Lodging - Guest Rooms - 06			Lodging - Guest Rooms			06			DO8 v3.02			Com-Indoor-CFL			Ex			GsR			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.26			-0.0027			0.151			1370			SDG			1.13			1.25			-0.0028			0.151			1370									Com-Indoor-CFLPGEGsRExCZ06			Com-Indoor-CFLSCEGsRExCZ06			Com-Indoor-CFLSDGGsRExCZ06


			Lodging - Guest Rooms - 07			Lodging - Guest Rooms			07			DO8 v3.02			Com-Indoor-CFL			Ex			GsR			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.14			1.25			-0.0023			0.151			1370									Com-Indoor-CFLPGEGsRExCZ07			Com-Indoor-CFLSCEGsRExCZ07			Com-Indoor-CFLSDGGsRExCZ07


			Lodging - Guest Rooms - 08			Lodging - Guest Rooms			08			DO8 v3.02			Com-Indoor-CFL			Ex			GsR			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.28			-0.0024			0.151			1370			SDG			1.14			1.27			-0.0025			0.151			1370									Com-Indoor-CFLPGEGsRExCZ08			Com-Indoor-CFLSCEGsRExCZ08			Com-Indoor-CFLSDGGsRExCZ08


			Lodging - Guest Rooms - 09			Lodging - Guest Rooms			09			DO8 v3.02			Com-Indoor-CFL			Ex			GsR			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.29			-0.0024			0.151			1370			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGsRExCZ09			Com-Indoor-CFLSCEGsRExCZ09			Com-Indoor-CFLSDGGsRExCZ09


			Lodging - Guest Rooms - 10			Lodging - Guest Rooms			10			DO8 v3.02			Com-Indoor-CFL			Ex			GsR			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.29			-0.0027			0.151			1370			SDG			1.13			1.28			-0.0028			0.151			1370									Com-Indoor-CFLPGEGsRExCZ10			Com-Indoor-CFLSCEGsRExCZ10			Com-Indoor-CFLSDGGsRExCZ10


			Lodging - Guest Rooms - 11			Lodging - Guest Rooms			11			DO8 v3.02			Com-Indoor-CFL			Ex			GsR			CZ11			Wtd			PGE			1.06			1.24			-0.0051			0.151			1370			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGsRExCZ11			Com-Indoor-CFLSCEGsRExCZ11			Com-Indoor-CFLSDGGsRExCZ11


			Lodging - Guest Rooms - 12			Lodging - Guest Rooms			12			DO8 v3.02			Com-Indoor-CFL			Ex			GsR			CZ12			Wtd			PGE			1.06			1.24			-0.0052			0.151			1370			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGsRExCZ12			Com-Indoor-CFLSCEGsRExCZ12			Com-Indoor-CFLSDGGsRExCZ12


			Lodging - Guest Rooms - 13			Lodging - Guest Rooms			13			DO8 v3.02			Com-Indoor-CFL			Ex			GsR			CZ13			Wtd			PGE			1.09			1.25			-0.0042			0.151			1370			SCE			1.12			1.32			-0.0035			0.151			1370			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGsRExCZ13			Com-Indoor-CFLSCEGsRExCZ13			Com-Indoor-CFLSDGGsRExCZ13


			Lodging - Guest Rooms - 14			Lodging - Guest Rooms			14			DO8 v3.02			Com-Indoor-CFL			Ex			GsR			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.31			-0.0037			0.151			1370			SDG			1.09			1.3			-0.0039			0.151			1370									Com-Indoor-CFLPGEGsRExCZ14			Com-Indoor-CFLSCEGsRExCZ14			Com-Indoor-CFLSDGGsRExCZ14


			Lodging - Guest Rooms - 15			Lodging - Guest Rooms			15			DO8 v3.02			Com-Indoor-CFL			Ex			GsR			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.19			1.32			-0.0014			0.151			1370			SDG			1.19			1.32			-0.0014			0.151			1370									Com-Indoor-CFLPGEGsRExCZ15			Com-Indoor-CFLSCEGsRExCZ15			Com-Indoor-CFLSDGGsRExCZ15


			Lodging - Guest Rooms - 16			Lodging - Guest Rooms			16			DO8 v3.02			Com-Indoor-CFL			Ex			GsR			CZ16			Wtd			PGE			0.96			1.22			-0.00847			0.151			1370			SCE			0.97			1.28			-0.007			0.151			1370			SDG			0			0			0			0			0									Com-Indoor-CFLPGEGsRExCZ16			Com-Indoor-CFLSCEGsRExCZ16			Com-Indoor-CFLSDGGsRExCZ16


			Lodging - Guest Rooms - 17			Lodging - Guest Rooms			17			DO8 v3.02			Com-Indoor-CFL			Ex			GsR			IOU			Wtd			PGE			1.06			1.23			-0.00508			0.151			1370			SCE			1.15			1.28			-0.0026			0.151			1370			SDG			1.14			1.26			-0.00238			0.151			1370									Com-Indoor-CFLPGEGsRExIOU			Com-Indoor-CFLSCEGsRExIOU			Com-Indoor-CFLSDGGsRExIOU


			Lodging - Hotel - 01			Lodging - Hotel			01			DO8 v3.02			Com-Indoor-CFL			Ex			Htl			CZ01			Wtd			PGE			0.98			1.19			-0.00629			0.2			1670			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHtlExCZ01			Com-Indoor-CFLSCEHtlExCZ01			Com-Indoor-CFLSDGHtlExCZ01


			Lodging - Hotel - 02			Lodging - Hotel			02			DO8 v3.02			Com-Indoor-CFL			Ex			Htl			CZ02			Wtd			PGE			1.02			1.25			-0.0054			0.2			1670			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHtlExCZ02			Com-Indoor-CFLSCEHtlExCZ02			Com-Indoor-CFLSDGHtlExCZ02


			Lodging - Hotel - 03			Lodging - Hotel			03			DO8 v3.02			Com-Indoor-CFL			Ex			Htl			CZ03			Wtd			PGE			1.04			1.23			-0.005			0.2			1670			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHtlExCZ03			Com-Indoor-CFLSCEHtlExCZ03			Com-Indoor-CFLSDGHtlExCZ03


			Lodging - Hotel - 04			Lodging - Hotel			04			DO8 v3.02			Com-Indoor-CFL			Ex			Htl			CZ04			Wtd			PGE			1.05			1.25			-0.0044			0.2			1670			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHtlExCZ04			Com-Indoor-CFLSCEHtlExCZ04			Com-Indoor-CFLSDGHtlExCZ04


			Lodging - Hotel - 05			Lodging - Hotel			05			DO8 v3.02			Com-Indoor-CFL			Ex			Htl			CZ05			Wtd			PGE			1.04			1.22			-0.0046			0.2			1670			SCE			1.07			1.27			-0.0042			0.2			1670			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHtlExCZ05			Com-Indoor-CFLSCEHtlExCZ05			Com-Indoor-CFLSDGHtlExCZ05


			Lodging - Hotel - 06			Lodging - Hotel			06			DO8 v3.02			Com-Indoor-CFL			Ex			Htl			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.27			-0.0029			0.2			1670			SDG			1.1			1.25			-0.0029			0.2			1670									Com-Indoor-CFLPGEHtlExCZ06			Com-Indoor-CFLSCEHtlExCZ06			Com-Indoor-CFLSDGHtlExCZ06


			Lodging - Hotel - 07			Lodging - Hotel			07			DO8 v3.02			Com-Indoor-CFL			Ex			Htl			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.11			1.25			-0.0026			0.2			1670									Com-Indoor-CFLPGEHtlExCZ07			Com-Indoor-CFLSCEHtlExCZ07			Com-Indoor-CFLSDGHtlExCZ07


			Lodging - Hotel - 08			Lodging - Hotel			08			DO8 v3.02			Com-Indoor-CFL			Ex			Htl			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.29			-0.0028			0.2			1670			SDG			1.11			1.27			-0.0029			0.2			1670									Com-Indoor-CFLPGEHtlExCZ08			Com-Indoor-CFLSCEHtlExCZ08			Com-Indoor-CFLSDGHtlExCZ08


			Lodging - Hotel - 09			Lodging - Hotel			09			DO8 v3.02			Com-Indoor-CFL			Ex			Htl			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.3			-0.0028			0.2			1670			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHtlExCZ09			Com-Indoor-CFLSCEHtlExCZ09			Com-Indoor-CFLSDGHtlExCZ09


			Lodging - Hotel - 10			Lodging - Hotel			10			DO8 v3.02			Com-Indoor-CFL			Ex			Htl			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.3			-0.0029			0.2			1670			SDG			1.11			1.29			-0.0031			0.2			1670									Com-Indoor-CFLPGEHtlExCZ10			Com-Indoor-CFLSCEHtlExCZ10			Com-Indoor-CFLSDGHtlExCZ10


			Lodging - Hotel - 11			Lodging - Hotel			11			DO8 v3.02			Com-Indoor-CFL			Ex			Htl			CZ11			Wtd			PGE			1.04			1.26			-0.0052			0.2			1670			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHtlExCZ11			Com-Indoor-CFLSCEHtlExCZ11			Com-Indoor-CFLSDGHtlExCZ11


			Lodging - Hotel - 12			Lodging - Hotel			12			DO8 v3.02			Com-Indoor-CFL			Ex			Htl			CZ12			Wtd			PGE			1.04			1.26			-0.0051			0.2			1670			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHtlExCZ12			Com-Indoor-CFLSCEHtlExCZ12			Com-Indoor-CFLSDGHtlExCZ12


			Lodging - Hotel - 13			Lodging - Hotel			13			DO8 v3.02			Com-Indoor-CFL			Ex			Htl			CZ13			Wtd			PGE			1.08			1.27			-0.0041			0.2			1670			SCE			1.1			1.31			-0.0039			0.2			1670			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHtlExCZ13			Com-Indoor-CFLSCEHtlExCZ13			Com-Indoor-CFLSDGHtlExCZ13


			Lodging - Hotel - 14			Lodging - Hotel			14			DO8 v3.02			Com-Indoor-CFL			Ex			Htl			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.3			-0.0041			0.2			1670			SDG			1.07			1.29			-0.0043			0.2			1670									Com-Indoor-CFLPGEHtlExCZ14			Com-Indoor-CFLSCEHtlExCZ14			Com-Indoor-CFLSDGHtlExCZ14


			Lodging - Hotel - 15			Lodging - Hotel			15			DO8 v3.02			Com-Indoor-CFL			Ex			Htl			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.3			-0.0019			0.2			1670			SDG			1.17			1.29			-0.0021			0.2			1670									Com-Indoor-CFLPGEHtlExCZ15			Com-Indoor-CFLSCEHtlExCZ15			Com-Indoor-CFLSDGHtlExCZ15


			Lodging - Hotel - 16			Lodging - Hotel			16			DO8 v3.02			Com-Indoor-CFL			Ex			Htl			CZ16			Wtd			PGE			0.94			1.25			-0.00808			0.2			1670			SCE			0.96			1.29			-0.0076			0.2			1670			SDG			0			0			0			0			0									Com-Indoor-CFLPGEHtlExCZ16			Com-Indoor-CFLSCEHtlExCZ16			Com-Indoor-CFLSDGHtlExCZ16


			Lodging - Hotel - 17			Lodging - Hotel			17			DO8 v3.02			Com-Indoor-CFL			Ex			Htl			IOU			Wtd			PGE			1.04			1.24			-0.00493			0.2			1670			SCE			1.11			1.29			-0.00294			0.2			1670			SDG			1.11			1.26			-0.00267			0.2			1670									Com-Indoor-CFLPGEHtlExIOU			Com-Indoor-CFLSCEHtlExIOU			Com-Indoor-CFLSDGHtlExIOU


			Lodging - Motel - 01			Lodging - Motel			01			DO8 v3.02			Com-Indoor-CFL			Ex			Mtl			CZ01			Wtd			PGE			1.02			1.19			-0.00752			0.151			1370			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMtlExCZ01			Com-Indoor-CFLSCEMtlExCZ01			Com-Indoor-CFLSDGMtlExCZ01


			Lodging - Motel - 02			Lodging - Motel			02			DO8 v3.02			Com-Indoor-CFL			Ex			Mtl			CZ02			Wtd			PGE			1.04			1.22			-0.0056			0.151			1370			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMtlExCZ02			Com-Indoor-CFLSCEMtlExCZ02			Com-Indoor-CFLSDGMtlExCZ02


			Lodging - Motel - 03			Lodging - Motel			03			DO8 v3.02			Com-Indoor-CFL			Ex			Mtl			CZ03			Wtd			PGE			1.06			1.21			-0.0051			0.151			1370			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMtlExCZ03			Com-Indoor-CFLSCEMtlExCZ03			Com-Indoor-CFLSDGMtlExCZ03


			Lodging - Motel - 04			Lodging - Motel			04			DO8 v3.02			Com-Indoor-CFL			Ex			Mtl			CZ04			Wtd			PGE			1.07			1.23			-0.0046			0.151			1370			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMtlExCZ04			Com-Indoor-CFLSCEMtlExCZ04			Com-Indoor-CFLSDGMtlExCZ04


			Lodging - Motel - 05			Lodging - Motel			05			DO8 v3.02			Com-Indoor-CFL			Ex			Mtl			CZ05			Wtd			PGE			1.06			1.2			-0.0049			0.151			1370			SCE			1.09			1.26			-0.0041			0.151			1370			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMtlExCZ05			Com-Indoor-CFLSCEMtlExCZ05			Com-Indoor-CFLSDGMtlExCZ05


			Lodging - Motel - 06			Lodging - Motel			06			DO8 v3.02			Com-Indoor-CFL			Ex			Mtl			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.26			-0.0027			0.151			1370			SDG			1.13			1.25			-0.0028			0.151			1370									Com-Indoor-CFLPGEMtlExCZ06			Com-Indoor-CFLSCEMtlExCZ06			Com-Indoor-CFLSDGMtlExCZ06


			Lodging - Motel - 07			Lodging - Motel			07			DO8 v3.02			Com-Indoor-CFL			Ex			Mtl			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.14			1.25			-0.0023			0.151			1370									Com-Indoor-CFLPGEMtlExCZ07			Com-Indoor-CFLSCEMtlExCZ07			Com-Indoor-CFLSDGMtlExCZ07


			Lodging - Motel - 08			Lodging - Motel			08			DO8 v3.02			Com-Indoor-CFL			Ex			Mtl			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.28			-0.0024			0.151			1370			SDG			1.14			1.27			-0.0025			0.151			1370									Com-Indoor-CFLPGEMtlExCZ08			Com-Indoor-CFLSCEMtlExCZ08			Com-Indoor-CFLSDGMtlExCZ08


			Lodging - Motel - 09			Lodging - Motel			09			DO8 v3.02			Com-Indoor-CFL			Ex			Mtl			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.29			-0.0024			0.151			1370			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMtlExCZ09			Com-Indoor-CFLSCEMtlExCZ09			Com-Indoor-CFLSDGMtlExCZ09


			Lodging - Motel - 10			Lodging - Motel			10			DO8 v3.02			Com-Indoor-CFL			Ex			Mtl			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.29			-0.0027			0.151			1370			SDG			1.13			1.28			-0.0028			0.151			1370									Com-Indoor-CFLPGEMtlExCZ10			Com-Indoor-CFLSCEMtlExCZ10			Com-Indoor-CFLSDGMtlExCZ10


			Lodging - Motel - 11			Lodging - Motel			11			DO8 v3.02			Com-Indoor-CFL			Ex			Mtl			CZ11			Wtd			PGE			1.06			1.24			-0.0051			0.151			1370			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMtlExCZ11			Com-Indoor-CFLSCEMtlExCZ11			Com-Indoor-CFLSDGMtlExCZ11


			Lodging - Motel - 12			Lodging - Motel			12			DO8 v3.02			Com-Indoor-CFL			Ex			Mtl			CZ12			Wtd			PGE			1.06			1.24			-0.0052			0.151			1370			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMtlExCZ12			Com-Indoor-CFLSCEMtlExCZ12			Com-Indoor-CFLSDGMtlExCZ12


			Lodging - Motel - 13			Lodging - Motel			13			DO8 v3.02			Com-Indoor-CFL			Ex			Mtl			CZ13			Wtd			PGE			1.09			1.25			-0.0042			0.151			1370			SCE			1.12			1.32			-0.0035			0.151			1370			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMtlExCZ13			Com-Indoor-CFLSCEMtlExCZ13			Com-Indoor-CFLSDGMtlExCZ13


			Lodging - Motel - 14			Lodging - Motel			14			DO8 v3.02			Com-Indoor-CFL			Ex			Mtl			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.31			-0.0037			0.151			1370			SDG			1.09			1.3			-0.0039			0.151			1370									Com-Indoor-CFLPGEMtlExCZ14			Com-Indoor-CFLSCEMtlExCZ14			Com-Indoor-CFLSDGMtlExCZ14


			Lodging - Motel - 15			Lodging - Motel			15			DO8 v3.02			Com-Indoor-CFL			Ex			Mtl			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.19			1.32			-0.0014			0.151			1370			SDG			1.19			1.32			-0.0014			0.151			1370									Com-Indoor-CFLPGEMtlExCZ15			Com-Indoor-CFLSCEMtlExCZ15			Com-Indoor-CFLSDGMtlExCZ15


			Lodging - Motel - 16			Lodging - Motel			16			DO8 v3.02			Com-Indoor-CFL			Ex			Mtl			CZ16			Wtd			PGE			0.96			1.22			-0.00847			0.151			1370			SCE			0.97			1.28			-0.007			0.151			1370			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMtlExCZ16			Com-Indoor-CFLSCEMtlExCZ16			Com-Indoor-CFLSDGMtlExCZ16


			Lodging - Motel - 17			Lodging - Motel			17			DO8 v3.02			Com-Indoor-CFL			Ex			Mtl			IOU			Wtd			PGE			1.06			1.23			-0.00508			0.151			1370			SCE			1.15			1.28			-0.0026			0.151			1370			SDG			1.14			1.26			-0.00238			0.151			1370									Com-Indoor-CFLPGEMtlExIOU			Com-Indoor-CFLSCEMtlExIOU			Com-Indoor-CFLSDGMtlExIOU


			Manufacturing - Bio/Tech - 01			Manufacturing - Bio/Tech			01			DO8 v3.02			Com-Indoor-CFL			Ex			MBT			CZ01			Wtd			PGE			1.1			1.19			-0.000709			0.78			3090			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMBTExCZ01			Com-Indoor-CFLSCEMBTExCZ01			Com-Indoor-CFLSDGMBTExCZ01


			Manufacturing - Bio/Tech - 02			Manufacturing - Bio/Tech			02			DO8 v3.02			Com-Indoor-CFL			Ex			MBT			CZ02			Wtd			PGE			1.12			1.19			-0.00055			0.78			3090			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMBTExCZ02			Com-Indoor-CFLSCEMBTExCZ02			Com-Indoor-CFLSDGMBTExCZ02


			Manufacturing - Bio/Tech - 03			Manufacturing - Bio/Tech			03			DO8 v3.02			Com-Indoor-CFL			Ex			MBT			CZ03			Wtd			PGE			1.13			1.19			-0.00043			0.78			3090			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMBTExCZ03			Com-Indoor-CFLSCEMBTExCZ03			Com-Indoor-CFLSDGMBTExCZ03


			Manufacturing - Bio/Tech - 04			Manufacturing - Bio/Tech			04			DO8 v3.02			Com-Indoor-CFL			Ex			MBT			CZ04			Wtd			PGE			1.12			1.19			-0.000401			0.78			3090			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMBTExCZ04			Com-Indoor-CFLSCEMBTExCZ04			Com-Indoor-CFLSDGMBTExCZ04


			Manufacturing - Bio/Tech - 05			Manufacturing - Bio/Tech			05			DO8 v3.02			Com-Indoor-CFL			Ex			MBT			CZ05			Wtd			PGE			1.12			1.19			-0.0003			0.78			3090			SCE			1.17			1.25			-0.000392			0.78			3090			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMBTExCZ05			Com-Indoor-CFLSCEMBTExCZ05			Com-Indoor-CFLSDGMBTExCZ05


			Manufacturing - Bio/Tech - 06			Manufacturing - Bio/Tech			06			DO8 v3.02			Com-Indoor-CFL			Ex			MBT			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.25			-0.00019			0.78			3090			SDG			1.17			1.25			-0.00021			0.78			3090									Com-Indoor-CFLPGEMBTExCZ06			Com-Indoor-CFLSCEMBTExCZ06			Com-Indoor-CFLSDGMBTExCZ06


			Manufacturing - Bio/Tech - 07			Manufacturing - Bio/Tech			07			DO8 v3.02			Com-Indoor-CFL			Ex			MBT			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.17			1.23			0			0.78			3090									Com-Indoor-CFLPGEMBTExCZ07			Com-Indoor-CFLSCEMBTExCZ07			Com-Indoor-CFLSDGMBTExCZ07


			Manufacturing - Bio/Tech - 08			Manufacturing - Bio/Tech			08			DO8 v3.02			Com-Indoor-CFL			Ex			MBT			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.28			-0.0002			0.78			3090			SDG			1.17			1.28			-0.00021			0.78			3090									Com-Indoor-CFLPGEMBTExCZ08			Com-Indoor-CFLSCEMBTExCZ08			Com-Indoor-CFLSDGMBTExCZ08


			Manufacturing - Bio/Tech - 09			Manufacturing - Bio/Tech			09			DO8 v3.02			Com-Indoor-CFL			Ex			MBT			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.19			1.28			0			0.78			3090			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMBTExCZ09			Com-Indoor-CFLSCEMBTExCZ09			Com-Indoor-CFLSDGMBTExCZ09


			Manufacturing - Bio/Tech - 10			Manufacturing - Bio/Tech			10			DO8 v3.02			Com-Indoor-CFL			Ex			MBT			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.22			-0.00024			0.78			3090			SDG			1.17			1.23			-0.00025			0.78			3090									Com-Indoor-CFLPGEMBTExCZ10			Com-Indoor-CFLSCEMBTExCZ10			Com-Indoor-CFLSDGMBTExCZ10


			Manufacturing - Bio/Tech - 11			Manufacturing - Bio/Tech			11			DO8 v3.02			Com-Indoor-CFL			Ex			MBT			CZ11			Wtd			PGE			1.11			1.19			-0.000828			0.78			3090			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMBTExCZ11			Com-Indoor-CFLSCEMBTExCZ11			Com-Indoor-CFLSDGMBTExCZ11


			Manufacturing - Bio/Tech - 12			Manufacturing - Bio/Tech			12			DO8 v3.02			Com-Indoor-CFL			Ex			MBT			CZ12			Wtd			PGE			1.12			1.22			-0.00065			0.78			3090			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMBTExCZ12			Com-Indoor-CFLSCEMBTExCZ12			Com-Indoor-CFLSDGMBTExCZ12


			Manufacturing - Bio/Tech - 13			Manufacturing - Bio/Tech			13			DO8 v3.02			Com-Indoor-CFL			Ex			MBT			CZ13			Wtd			PGE			1.13			1.22			-0.00046			0.78			3090			SCE			1.16			1.28			-0.00055			0.78			3090			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMBTExCZ13			Com-Indoor-CFLSCEMBTExCZ13			Com-Indoor-CFLSDGMBTExCZ13


			Manufacturing - Bio/Tech - 14			Manufacturing - Bio/Tech			14			DO8 v3.02			Com-Indoor-CFL			Ex			MBT			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.25			-0.000871			0.78			3090			SDG			1.15			1.26			-0.0009			0.78			3090									Com-Indoor-CFLPGEMBTExCZ14			Com-Indoor-CFLSCEMBTExCZ14			Com-Indoor-CFLSDGMBTExCZ14


			Manufacturing - Bio/Tech - 15			Manufacturing - Bio/Tech			15			DO8 v3.02			Com-Indoor-CFL			Ex			MBT			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.2			1.2			0			0.78			3090			SDG			1.22			1.21			0			0.78			3090									Com-Indoor-CFLPGEMBTExCZ15			Com-Indoor-CFLSCEMBTExCZ15			Com-Indoor-CFLSDGMBTExCZ15


			Manufacturing - Bio/Tech - 16			Manufacturing - Bio/Tech			16			DO8 v3.02			Com-Indoor-CFL			Ex			MBT			CZ16			Wtd			PGE			1.07			1.2			-0.0031			0.78			3090			SCE			1.07			1.25			-0.003			0.78			3090			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMBTExCZ16			Com-Indoor-CFLSCEMBTExCZ16			Com-Indoor-CFLSDGMBTExCZ16


			Manufacturing - Bio/Tech - 17			Manufacturing - Bio/Tech			17			DO8 v3.02			Com-Indoor-CFL			Ex			MBT			IOU			Wtd			PGE			1.12			1.2			-0.000528			0.78			3090			SCE			1.17			1.26			-0.000259			0.78			3090			SDG			1.17			1.23			-0.0000955			0.78			3090									Com-Indoor-CFLPGEMBTExIOU			Com-Indoor-CFLSCEMBTExIOU			Com-Indoor-CFLSDGMBTExIOU


			Manufacturing - Light Industrial - 01			Manufacturing - Light Industrial			01			DO8 v3.02			Com-Indoor-CFL			Ex			MLI			CZ01			Wtd			PGE			1			1.12			-0.00822			0.777			2580			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMLIExCZ01			Com-Indoor-CFLSCEMLIExCZ01			Com-Indoor-CFLSDGMLIExCZ01


			Manufacturing - Light Industrial - 02			Manufacturing - Light Industrial			02			DO8 v3.02			Com-Indoor-CFL			Ex			MLI			CZ02			Wtd			PGE			1.05			1.15			-0.00519			0.777			2580			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMLIExCZ02			Com-Indoor-CFLSCEMLIExCZ02			Com-Indoor-CFLSDGMLIExCZ02


			Manufacturing - Light Industrial - 03			Manufacturing - Light Industrial			03			DO8 v3.02			Com-Indoor-CFL			Ex			MLI			CZ03			Wtd			PGE			1.05			1.16			-0.0043			0.777			2580			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMLIExCZ03			Com-Indoor-CFLSCEMLIExCZ03			Com-Indoor-CFLSDGMLIExCZ03


			Manufacturing - Light Industrial - 04			Manufacturing - Light Industrial			04			DO8 v3.02			Com-Indoor-CFL			Ex			MLI			CZ04			Wtd			PGE			1.06			1.16			-0.00411			0.777			2580			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMLIExCZ04			Com-Indoor-CFLSCEMLIExCZ04			Com-Indoor-CFLSDGMLIExCZ04


			Manufacturing - Light Industrial - 05			Manufacturing - Light Industrial			05			DO8 v3.02			Com-Indoor-CFL			Ex			MLI			CZ05			Wtd			PGE			1.06			1.15			-0.0031			0.777			2580			SCE			1.09			1.2			-0.003			0.777			2580			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMLIExCZ05			Com-Indoor-CFLSCEMLIExCZ05			Com-Indoor-CFLSDGMLIExCZ05


			Manufacturing - Light Industrial - 06			Manufacturing - Light Industrial			06			DO8 v3.02			Com-Indoor-CFL			Ex			MLI			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.19			-0.0016			0.777			2580			SDG			1.08			1.19			-0.002			0.777			2580									Com-Indoor-CFLPGEMLIExCZ06			Com-Indoor-CFLSCEMLIExCZ06			Com-Indoor-CFLSDGMLIExCZ06


			Manufacturing - Light Industrial - 07			Manufacturing - Light Industrial			07			DO8 v3.02			Com-Indoor-CFL			Ex			MLI			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.09			1.2			-0.0013			0.777			2580									Com-Indoor-CFLPGEMLIExCZ07			Com-Indoor-CFLSCEMLIExCZ07			Com-Indoor-CFLSDGMLIExCZ07


			Manufacturing - Light Industrial - 08			Manufacturing - Light Industrial			08			DO8 v3.02			Com-Indoor-CFL			Ex			MLI			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.2			-0.0013			0.777			2580			SDG			1.1			1.2			-0.0017			0.777			2580									Com-Indoor-CFLPGEMLIExCZ08			Com-Indoor-CFLSCEMLIExCZ08			Com-Indoor-CFLSDGMLIExCZ08


			Manufacturing - Light Industrial - 09			Manufacturing - Light Industrial			09			DO8 v3.02			Com-Indoor-CFL			Ex			MLI			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.21			-0.0011			0.777			2580			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMLIExCZ09			Com-Indoor-CFLSCEMLIExCZ09			Com-Indoor-CFLSDGMLIExCZ09


			Manufacturing - Light Industrial - 10			Manufacturing - Light Industrial			10			DO8 v3.02			Com-Indoor-CFL			Ex			MLI			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.19			-0.0016			0.777			2580			SDG			1.11			1.2			-0.0016			0.777			2580									Com-Indoor-CFLPGEMLIExCZ10			Com-Indoor-CFLSCEMLIExCZ10			Com-Indoor-CFLSDGMLIExCZ10


			Manufacturing - Light Industrial - 11			Manufacturing - Light Industrial			11			DO8 v3.02			Com-Indoor-CFL			Ex			MLI			CZ11			Wtd			PGE			1.04			1.16			-0.0062			0.777			2580			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMLIExCZ11			Com-Indoor-CFLSCEMLIExCZ11			Com-Indoor-CFLSDGMLIExCZ11


			Manufacturing - Light Industrial - 12			Manufacturing - Light Industrial			12			DO8 v3.02			Com-Indoor-CFL			Ex			MLI			CZ12			Wtd			PGE			1.05			1.16			-0.00558			0.777			2580			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMLIExCZ12			Com-Indoor-CFLSCEMLIExCZ12			Com-Indoor-CFLSDGMLIExCZ12


			Manufacturing - Light Industrial - 13			Manufacturing - Light Industrial			13			DO8 v3.02			Com-Indoor-CFL			Ex			MLI			CZ13			Wtd			PGE			1.07			1.16			-0.00442			0.777			2580			SCE			1.08			1.21			-0.0045			0.777			2580			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMLIExCZ13			Com-Indoor-CFLSCEMLIExCZ13			Com-Indoor-CFLSDGMLIExCZ13


			Manufacturing - Light Industrial - 14			Manufacturing - Light Industrial			14			DO8 v3.02			Com-Indoor-CFL			Ex			MLI			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.21			-0.0055			0.777			2580			SDG			1.07			1.21			-0.00589			0.777			2580									Com-Indoor-CFLPGEMLIExCZ14			Com-Indoor-CFLSCEMLIExCZ14			Com-Indoor-CFLSDGMLIExCZ14


			Manufacturing - Light Industrial - 15			Manufacturing - Light Industrial			15			DO8 v3.02			Com-Indoor-CFL			Ex			MLI			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.17			-0.000748			0.777			2580			SDG			1.16			1.19			-0.00076			0.777			2580									Com-Indoor-CFLPGEMLIExCZ15			Com-Indoor-CFLSCEMLIExCZ15			Com-Indoor-CFLSDGMLIExCZ15


			Manufacturing - Light Industrial - 16			Manufacturing - Light Industrial			16			DO8 v3.02			Com-Indoor-CFL			Ex			MLI			CZ16			Wtd			PGE			0.98			1.15			-0.012			0.777			2580			SCE			0.98			1.19			-0.012			0.777			2580			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMLIExCZ16			Com-Indoor-CFLSCEMLIExCZ16			Com-Indoor-CFLSDGMLIExCZ16


			Manufacturing - Light Industrial - 17			Manufacturing - Light Industrial			17			DO8 v3.02			Com-Indoor-CFL			Ex			MLI			IOU			Wtd			PGE			1.05			1.16			-0.00477			0.777			2580			SCE			1.11			1.2			-0.00183			0.777			2580			SDG			1.1			1.2			-0.00146			0.777			2580									Com-Indoor-CFLPGEMLIExIOU			Com-Indoor-CFLSCEMLIExIOU			Com-Indoor-CFLSDGMLIExIOU


			Misc - Commercial - 01			Misc - Commercial			01			DO8 v3.02			Com-Indoor-CFL			Ex			MiC			CZ01			Wtd			PGE			1.01			1.17			-0.0080666667			0.726			3940			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMiCExCZ01			Com-Indoor-CFLSCEMiCExCZ01			Com-Indoor-CFLSDGMiCExCZ01


			Misc - Commercial - 02			Misc - Commercial			02			DO8 v3.02			Com-Indoor-CFL			Ex			MiC			CZ02			Wtd			PGE			1.0466666667			1.1966666667			-0.0057666667			0.726			3940			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMiCExCZ02			Com-Indoor-CFLSCEMiCExCZ02			Com-Indoor-CFLSDGMiCExCZ02


			Misc - Commercial - 03			Misc - Commercial			03			DO8 v3.02			Com-Indoor-CFL			Ex			MiC			CZ03			Wtd			PGE			1.0533333333			1.2133333333			-0.0051733333			0.726			3940			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMiCExCZ03			Com-Indoor-CFLSCEMiCExCZ03			Com-Indoor-CFLSDGMiCExCZ03


			Misc - Commercial - 04			Misc - Commercial			04			DO8 v3.02			Com-Indoor-CFL			Ex			MiC			CZ04			Wtd			PGE			1.07			1.21			-0.0043666667			0.726			3940			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMiCExCZ04			Com-Indoor-CFLSCEMiCExCZ04			Com-Indoor-CFLSDGMiCExCZ04


			Misc - Commercial - 05			Misc - Commercial			05			DO8 v3.02			Com-Indoor-CFL			Ex			MiC			CZ05			Wtd			PGE			1.0666666667			1.1933333333			-0.0039633333			0.726			3940			SCE			1.0933333333			1.25			-0.0043266667			0.726			3940			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMiCExCZ05			Com-Indoor-CFLSCEMiCExCZ05			Com-Indoor-CFLSDGMiCExCZ05


			Misc - Commercial - 06			Misc - Commercial			06			DO8 v3.02			Com-Indoor-CFL			Ex			MiC			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.1266666667			1.26			-0.00263			0.726			3940			SDG			1.1266666667			1.2633333333			-0.00247			0.726			3940									Com-Indoor-CFLPGEMiCExCZ06			Com-Indoor-CFLSCEMiCExCZ06			Com-Indoor-CFLSDGMiCExCZ06


			Misc - Commercial - 07			Misc - Commercial			07			DO8 v3.02			Com-Indoor-CFL			Ex			MiC			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.1366666667			1.2466666667			-0.0018863333			0.726			3940									Com-Indoor-CFLPGEMiCExCZ07			Com-Indoor-CFLSCEMiCExCZ07			Com-Indoor-CFLSDGMiCExCZ07


			Misc - Commercial - 08			Misc - Commercial			08			DO8 v3.02			Com-Indoor-CFL			Ex			MiC			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.1366666667			1.2633333333			-0.0023333333			0.726			3940			SDG			1.14			1.26			-0.00212			0.726			3940									Com-Indoor-CFLPGEMiCExCZ08			Com-Indoor-CFLSCEMiCExCZ08			Com-Indoor-CFLSDGMiCExCZ08


			Misc - Commercial - 09			Misc - Commercial			09			DO8 v3.02			Com-Indoor-CFL			Ex			MiC			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.1433333333			1.29			-0.0020666667			0.726			3940			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMiCExCZ09			Com-Indoor-CFLSCEMiCExCZ09			Com-Indoor-CFLSDGMiCExCZ09


			Misc - Commercial - 10			Misc - Commercial			10			DO8 v3.02			Com-Indoor-CFL			Ex			MiC			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.24			-0.00237			0.726			3940			SDG			1.14			1.2566666667			-0.002267			0.726			3940									Com-Indoor-CFLPGEMiCExCZ10			Com-Indoor-CFLSCEMiCExCZ10			Com-Indoor-CFLSDGMiCExCZ10


			Misc - Commercial - 11			Misc - Commercial			11			DO8 v3.02			Com-Indoor-CFL			Ex			MiC			CZ11			Wtd			PGE			1.0533333333			1.2133333333			-0.0059033333			0.726			3940			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMiCExCZ11			Com-Indoor-CFLSCEMiCExCZ11			Com-Indoor-CFLSDGMiCExCZ11


			Misc - Commercial - 12			Misc - Commercial			12			DO8 v3.02			Com-Indoor-CFL			Ex			MiC			CZ12			Wtd			PGE			1.0566666667			1.2066666667			-0.0055666667			0.726			3940			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMiCExCZ12			Com-Indoor-CFLSCEMiCExCZ12			Com-Indoor-CFLSDGMiCExCZ12


			Misc - Commercial - 13			Misc - Commercial			13			DO8 v3.02			Com-Indoor-CFL			Ex			MiC			CZ13			Wtd			PGE			1.0766666667			1.2066666667			-0.0042966667			0.726			3940			SCE			1.11			1.2633333333			-0.0044633333			0.726			3940			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMiCExCZ13			Com-Indoor-CFLSCEMiCExCZ13			Com-Indoor-CFLSDGMiCExCZ13


			Misc - Commercial - 14			Misc - Commercial			14			DO8 v3.02			Com-Indoor-CFL			Ex			MiC			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.0933333333			1.23			-0.0048933333			0.726			3940			SDG			1.1033333333			1.2366666667			-0.00483			0.726			3940									Com-Indoor-CFLPGEMiCExCZ14			Com-Indoor-CFLSCEMiCExCZ14			Com-Indoor-CFLSDGMiCExCZ14


			Misc - Commercial - 15			Misc - Commercial			15			DO8 v3.02			Com-Indoor-CFL			Ex			MiC			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.1766666667			1.2733333333			-0.0009936667			0.726			3940			SDG			1.1933333333			1.28			-0.0009003333			0.726			3940									Com-Indoor-CFLPGEMiCExCZ15			Com-Indoor-CFLSCEMiCExCZ15			Com-Indoor-CFLSDGMiCExCZ15


			Misc - Commercial - 16			Misc - Commercial			16			DO8 v3.02			Com-Indoor-CFL			Ex			MiC			CZ16			Wtd			PGE			0.98			1.1766666667			-0.0101633333			0.726			3940			SCE			0.9966666667			1.22			-0.0105966667			0.726			3940			SDG			0			0			0			0			0									Com-Indoor-CFLPGEMiCExCZ16			Com-Indoor-CFLSCEMiCExCZ16			Com-Indoor-CFLSDGMiCExCZ16


			Misc - Commercial - 17			Misc - Commercial			17			DO8 v3.02			Com-Indoor-CFL			Ex			MiC			IOU			Wtd			PGE			1.06			1.21			-0.0051533333			0.726			3940			SCE			1.1266666667			1.2566666667			-0.0026066667			0.726			3940			SDG			1.1366666667			1.2466666667			-0.0020043333			0.726			3940									Com-Indoor-CFLPGEMiCExIOU			Com-Indoor-CFLSCEMiCExIOU			Com-Indoor-CFLSDGMiCExIOU


			Office - Large - 01			Office - Large			01			DO8 v3.02			Com-Indoor-CFL			Ex			OfL			CZ01			Wtd			PGE			1.1			1.24			-0.0083			0.625			3000			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfLExCZ01			Com-Indoor-CFLSCEOfLExCZ01			Com-Indoor-CFLSDGOfLExCZ01


			Office - Large - 02			Office - Large			02			DO8 v3.02			Com-Indoor-CFL			Ex			OfL			CZ02			Wtd			PGE			1.1			1.35			-0.0071			0.625			3000			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfLExCZ02			Com-Indoor-CFLSCEOfLExCZ02			Com-Indoor-CFLSDGOfLExCZ02


			Office - Large - 03			Office - Large			03			DO8 v3.02			Com-Indoor-CFL			Ex			OfL			CZ03			Wtd			PGE			1.11			1.33			-0.0063			0.625			3000			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfLExCZ03			Com-Indoor-CFLSCEOfLExCZ03			Com-Indoor-CFLSDGOfLExCZ03


			Office - Large - 04			Office - Large			04			DO8 v3.02			Com-Indoor-CFL			Ex			OfL			CZ04			Wtd			PGE			1.13			1.35			-0.0055			0.625			3000			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfLExCZ04			Com-Indoor-CFLSCEOfLExCZ04			Com-Indoor-CFLSDGOfLExCZ04


			Office - Large - 05			Office - Large			05			DO8 v3.02			Com-Indoor-CFL			Ex			OfL			CZ05			Wtd			PGE			1.12			1.3			-0.0056			0.625			3000			SCE			1.14			1.31			-0.0062			0.625			3000			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfLExCZ05			Com-Indoor-CFLSCEOfLExCZ05			Com-Indoor-CFLSDGOfLExCZ05


			Office - Large - 06			Office - Large			06			DO8 v3.02			Com-Indoor-CFL			Ex			OfL			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.31			-0.0041			0.625			3000			SDG			1.15			1.26			-0.0021			0.625			3000									Com-Indoor-CFLPGEOfLExCZ06			Com-Indoor-CFLSCEOfLExCZ06			Com-Indoor-CFLSDGOfLExCZ06


			Office - Large - 07			Office - Large			07			DO8 v3.02			Com-Indoor-CFL			Ex			OfL			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.16			1.28			-0.0021			0.625			3000									Com-Indoor-CFLPGEOfLExCZ07			Com-Indoor-CFLSCEOfLExCZ07			Com-Indoor-CFLSDGOfLExCZ07


			Office - Large - 08			Office - Large			08			DO8 v3.02			Com-Indoor-CFL			Ex			OfL			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.36			-0.0042			0.625			3000			SDG			1.16			1.33			-0.0022			0.625			3000									Com-Indoor-CFLPGEOfLExCZ08			Com-Indoor-CFLSCEOfLExCZ08			Com-Indoor-CFLSDGOfLExCZ08


			Office - Large - 09			Office - Large			09			DO8 v3.02			Com-Indoor-CFL			Ex			OfL			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.37			-0.0047			0.625			3000			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfLExCZ09			Com-Indoor-CFLSCEOfLExCZ09			Com-Indoor-CFLSDGOfLExCZ09


			Office - Large - 10			Office - Large			10			DO8 v3.02			Com-Indoor-CFL			Ex			OfL			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.28			-0.0042			0.625			3000			SDG			1.15			1.24			-0.0026			0.625			3000									Com-Indoor-CFLPGEOfLExCZ10			Com-Indoor-CFLSCEOfLExCZ10			Com-Indoor-CFLSDGOfLExCZ10


			Office - Large - 11			Office - Large			11			DO8 v3.02			Com-Indoor-CFL			Ex			OfL			CZ11			Wtd			PGE			1.11			1.39			-0.0077			0.625			3000			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfLExCZ11			Com-Indoor-CFLSCEOfLExCZ11			Com-Indoor-CFLSDGOfLExCZ11


			Office - Large - 12			Office - Large			12			DO8 v3.02			Com-Indoor-CFL			Ex			OfL			CZ12			Wtd			PGE			1.11			1.38			-0.007			0.625			3000			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfLExCZ12			Com-Indoor-CFLSCEOfLExCZ12			Com-Indoor-CFLSDGOfLExCZ12


			Office - Large - 13			Office - Large			13			DO8 v3.02			Com-Indoor-CFL			Ex			OfL			CZ13			Wtd			PGE			1.14			1.37			-0.0057			0.625			3000			SCE			1.16			1.36			-0.0057			0.625			3000			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfLExCZ13			Com-Indoor-CFLSCEOfLExCZ13			Com-Indoor-CFLSDGOfLExCZ13


			Office - Large - 14			Office - Large			14			DO8 v3.02			Com-Indoor-CFL			Ex			OfL			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.31			-0.0065			0.625			3000			SDG			1.13			1.26			-0.0038			0.625			3000									Com-Indoor-CFLPGEOfLExCZ14			Com-Indoor-CFLSCEOfLExCZ14			Com-Indoor-CFLSDGOfLExCZ14


			Office - Large - 15			Office - Large			15			DO8 v3.02			Com-Indoor-CFL			Ex			OfL			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.23			1.35			-0.0028			0.625			3000			SDG			1.23			1.32			-0.0017			0.625			3000									Com-Indoor-CFLPGEOfLExCZ15			Com-Indoor-CFLSCEOfLExCZ15			Com-Indoor-CFLSDGOfLExCZ15


			Office - Large - 16			Office - Large			16			DO8 v3.02			Com-Indoor-CFL			Ex			OfL			CZ16			Wtd			PGE			1.01			1.34			-0.014			0.625			3000			SCE			1.04			1.31			-0.013			0.625			3000			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfLExCZ16			Com-Indoor-CFLSCEOfLExCZ16			Com-Indoor-CFLSDGOfLExCZ16


			Office - Large - 17			Office - Large			17			DO8 v3.02			Com-Indoor-CFL			Ex			OfL			IOU			Wtd			PGE			1.12			1.35			-0.00627			0.625			3000			SCE			1.17			1.34			-0.0044			0.625			3000			SDG			1.16			1.27			-0.0022			0.625			3000									Com-Indoor-CFLPGEOfLExIOU			Com-Indoor-CFLSCEOfLExIOU			Com-Indoor-CFLSDGOfLExIOU


			Office - Small - 01			Office - Small			01			DO8 v3.02			Com-Indoor-CFL			Ex			OfS			CZ01			Wtd			PGE			1.04			1.17			-0.0047			0.678			2980			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfSExCZ01			Com-Indoor-CFLSCEOfSExCZ01			Com-Indoor-CFLSDGOfSExCZ01


			Office - Small - 02			Office - Small			02			DO8 v3.02			Com-Indoor-CFL			Ex			OfS			CZ02			Wtd			PGE			1.06			1.21			-0.00389			0.678			2980			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfSExCZ02			Com-Indoor-CFLSCEOfSExCZ02			Com-Indoor-CFLSDGOfSExCZ02


			Office - Small - 03			Office - Small			03			DO8 v3.02			Com-Indoor-CFL			Ex			OfS			CZ03			Wtd			PGE			1.06			1.23			-0.003			0.678			2980			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfSExCZ03			Com-Indoor-CFLSCEOfSExCZ03			Com-Indoor-CFLSDGOfSExCZ03


			Office - Small - 04			Office - Small			04			DO8 v3.02			Com-Indoor-CFL			Ex			OfS			CZ04			Wtd			PGE			1.08			1.23			-0.0028			0.678			2980			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfSExCZ04			Com-Indoor-CFLSCEOfSExCZ04			Com-Indoor-CFLSDGOfSExCZ04


			Office - Small - 05			Office - Small			05			DO8 v3.02			Com-Indoor-CFL			Ex			OfS			CZ05			Wtd			PGE			1.08			1.21			-0.002			0.678			2980			SCE			1.12			1.27			-0.0022			0.678			2980			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfSExCZ05			Com-Indoor-CFLSCEOfSExCZ05			Com-Indoor-CFLSDGOfSExCZ05


			Office - Small - 06			Office - Small			06			DO8 v3.02			Com-Indoor-CFL			Ex			OfS			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.28			-0.0012			0.678			2980			SDG			1.15			1.28			-0.00051			0.678			2980									Com-Indoor-CFLPGEOfSExCZ06			Com-Indoor-CFLSCEOfSExCZ06			Com-Indoor-CFLSDGOfSExCZ06


			Office - Small - 07			Office - Small			07			DO8 v3.02			Com-Indoor-CFL			Ex			OfS			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.16			1.25			-0.000359			0.678			2980									Com-Indoor-CFLPGEOfSExCZ07			Com-Indoor-CFLSCEOfSExCZ07			Com-Indoor-CFLSDGOfSExCZ07


			Office - Small - 08			Office - Small			08			DO8 v3.02			Com-Indoor-CFL			Ex			OfS			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.29			-0.0013			0.678			2980			SDG			1.16			1.28			-0.00055			0.678			2980									Com-Indoor-CFLPGEOfSExCZ08			Com-Indoor-CFLSCEOfSExCZ08			Com-Indoor-CFLSDGOfSExCZ08


			Office - Small - 09			Office - Small			09			DO8 v3.02			Com-Indoor-CFL			Ex			OfS			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.32			-0.0013			0.678			2980			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfSExCZ09			Com-Indoor-CFLSCEOfSExCZ09			Com-Indoor-CFLSDGOfSExCZ09


			Office - Small - 10			Office - Small			10			DO8 v3.02			Com-Indoor-CFL			Ex			OfS			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.28			-0.0012			0.678			2980			SDG			1.16			1.27			-0.000691			0.678			2980									Com-Indoor-CFLPGEOfSExCZ10			Com-Indoor-CFLSCEOfSExCZ10			Com-Indoor-CFLSDGOfSExCZ10


			Office - Small - 11			Office - Small			11			DO8 v3.02			Com-Indoor-CFL			Ex			OfS			CZ11			Wtd			PGE			1.06			1.24			-0.0048			0.678			2980			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfSExCZ11			Com-Indoor-CFLSCEOfSExCZ11			Com-Indoor-CFLSDGOfSExCZ11


			Office - Small - 12			Office - Small			12			DO8 v3.02			Com-Indoor-CFL			Ex			OfS			CZ12			Wtd			PGE			1.07			1.23			-0.00419			0.678			2980			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfSExCZ12			Com-Indoor-CFLSCEOfSExCZ12			Com-Indoor-CFLSDGOfSExCZ12


			Office - Small - 13			Office - Small			13			DO8 v3.02			Com-Indoor-CFL			Ex			OfS			CZ13			Wtd			PGE			1.09			1.24			-0.0032			0.678			2980			SCE			1.13			1.31			-0.0031			0.678			2980			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfSExCZ13			Com-Indoor-CFLSCEOfSExCZ13			Com-Indoor-CFLSDGOfSExCZ13


			Office - Small - 14			Office - Small			14			DO8 v3.02			Com-Indoor-CFL			Ex			OfS			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.29			-0.003			0.678			2980			SDG			1.12			1.28			-0.0025			0.678			2980									Com-Indoor-CFLPGEOfSExCZ14			Com-Indoor-CFLSCEOfSExCZ14			Com-Indoor-CFLSDGOfSExCZ14


			Office - Small - 15			Office - Small			15			DO8 v3.02			Com-Indoor-CFL			Ex			OfS			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.2			1.31			-0.00057			0.678			2980			SDG			1.21			1.3			-0.00027			0.678			2980									Com-Indoor-CFLPGEOfSExCZ15			Com-Indoor-CFLSCEOfSExCZ15			Com-Indoor-CFLSDGOfSExCZ15


			Office - Small - 16			Office - Small			16			DO8 v3.02			Com-Indoor-CFL			Ex			OfS			CZ16			Wtd			PGE			0.99			1.23			-0.00849			0.678			2980			SCE			1			1.28			-0.00779			0.678			2980			SDG			0			0			0			0			0									Com-Indoor-CFLPGEOfSExCZ16			Com-Indoor-CFLSCEOfSExCZ16			Com-Indoor-CFLSDGOfSExCZ16


			Office - Small - 17			Office - Small			17			DO8 v3.02			Com-Indoor-CFL			Ex			OfS			IOU			Wtd			PGE			1.07			1.23			-0.00349			0.678			2980			SCE			1.15			1.29			-0.00146			0.678			2980			SDG			1.16			1.25			-0.000433			0.678			2980									Com-Indoor-CFLPGEOfSExIOU			Com-Indoor-CFLSCEOfSExIOU			Com-Indoor-CFLSDGOfSExIOU


			Restaurant - Fast-Food - 01			Restaurant - Fast-Food			01			DO8 v3.02			Com-Indoor-CFL			Ex			RFF			CZ01			Wtd			PGE			1			1.13			-0.01			0.808			4810			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERFFExCZ01			Com-Indoor-CFLSCERFFExCZ01			Com-Indoor-CFLSDGRFFExCZ01


			Restaurant - Fast-Food - 02			Restaurant - Fast-Food			02			DO8 v3.02			Com-Indoor-CFL			Ex			RFF			CZ02			Wtd			PGE			1.03			1.16			-0.0074			0.808			4810			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERFFExCZ02			Com-Indoor-CFLSCERFFExCZ02			Com-Indoor-CFLSDGRFFExCZ02


			Restaurant - Fast-Food - 03			Restaurant - Fast-Food			03			DO8 v3.02			Com-Indoor-CFL			Ex			RFF			CZ03			Wtd			PGE			1.03			1.16			-0.00761			0.808			4810			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERFFExCZ03			Com-Indoor-CFLSCERFFExCZ03			Com-Indoor-CFLSDGRFFExCZ03


			Restaurant - Fast-Food - 04			Restaurant - Fast-Food			04			DO8 v3.02			Com-Indoor-CFL			Ex			RFF			CZ04			Wtd			PGE			1.05			1.16			-0.00651			0.808			4810			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERFFExCZ04			Com-Indoor-CFLSCERFFExCZ04			Com-Indoor-CFLSDGRFFExCZ04


			Restaurant - Fast-Food - 05			Restaurant - Fast-Food			05			DO8 v3.02			Com-Indoor-CFL			Ex			RFF			CZ05			Wtd			PGE			1.04			1.15			-0.00711			0.808			4810			SCE			1.06			1.2			-0.008			0.808			4810			SDG			0			0			0			0			0									Com-Indoor-CFLPGERFFExCZ05			Com-Indoor-CFLSCERFFExCZ05			Com-Indoor-CFLSDGRFFExCZ05


			Restaurant - Fast-Food - 06			Restaurant - Fast-Food			06			DO8 v3.02			Com-Indoor-CFL			Ex			RFF			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.21			-0.0057			0.808			4810			SDG			1.11			1.22			-0.0059			0.808			4810									Com-Indoor-CFLPGERFFExCZ06			Com-Indoor-CFLSCERFFExCZ06			Com-Indoor-CFLSDGRFFExCZ06


			Restaurant - Fast-Food - 07			Restaurant - Fast-Food			07			DO8 v3.02			Com-Indoor-CFL			Ex			RFF			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.11			1.21			-0.00509			0.808			4810									Com-Indoor-CFLPGERFFExCZ07			Com-Indoor-CFLSCERFFExCZ07			Com-Indoor-CFLSDGRFFExCZ07


			Restaurant - Fast-Food - 08			Restaurant - Fast-Food			08			DO8 v3.02			Com-Indoor-CFL			Ex			RFF			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.22			-0.0048			0.808			4810			SDG			1.12			1.23			-0.00499			0.808			4810									Com-Indoor-CFLPGERFFExCZ08			Com-Indoor-CFLSCERFFExCZ08			Com-Indoor-CFLSDGRFFExCZ08


			Restaurant - Fast-Food - 09			Restaurant - Fast-Food			09			DO8 v3.02			Com-Indoor-CFL			Ex			RFF			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.22			-0.00459			0.808			4810			SDG			0			0			0			0			0									Com-Indoor-CFLPGERFFExCZ09			Com-Indoor-CFLSCERFFExCZ09			Com-Indoor-CFLSDGRFFExCZ09


			Restaurant - Fast-Food - 10			Restaurant - Fast-Food			10			DO8 v3.02			Com-Indoor-CFL			Ex			RFF			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.08			1.2			-0.00509			0.808			4810			SDG			1.12			1.23			-0.00509			0.808			4810									Com-Indoor-CFLPGERFFExCZ10			Com-Indoor-CFLSCERFFExCZ10			Com-Indoor-CFLSDGRFFExCZ10


			Restaurant - Fast-Food - 11			Restaurant - Fast-Food			11			DO8 v3.02			Com-Indoor-CFL			Ex			RFF			CZ11			Wtd			PGE			1.04			1.17			-0.0068			0.808			4810			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERFFExCZ11			Com-Indoor-CFLSCERFFExCZ11			Com-Indoor-CFLSDGRFFExCZ11


			Restaurant - Fast-Food - 12			Restaurant - Fast-Food			12			DO8 v3.02			Com-Indoor-CFL			Ex			RFF			CZ12			Wtd			PGE			1.04			1.17			-0.0069			0.808			4810			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERFFExCZ12			Com-Indoor-CFLSCERFFExCZ12			Com-Indoor-CFLSDGRFFExCZ12


			Restaurant - Fast-Food - 13			Restaurant - Fast-Food			13			DO8 v3.02			Com-Indoor-CFL			Ex			RFF			CZ13			Wtd			PGE			1.06			1.16			-0.00541			0.808			4810			SCE			1.09			1.2			-0.0063			0.808			4810			SDG			0			0			0			0			0									Com-Indoor-CFLPGERFFExCZ13			Com-Indoor-CFLSCERFFExCZ13			Com-Indoor-CFLSDGRFFExCZ13


			Restaurant - Fast-Food - 14			Restaurant - Fast-Food			14			DO8 v3.02			Com-Indoor-CFL			Ex			RFF			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.23			-0.0073			0.808			4810			SDG			1.1			1.25			-0.0073			0.808			4810									Com-Indoor-CFLPGERFFExCZ14			Com-Indoor-CFLSCERFFExCZ14			Com-Indoor-CFLSDGRFFExCZ14


			Restaurant - Fast-Food - 15			Restaurant - Fast-Food			15			DO8 v3.02			Com-Indoor-CFL			Ex			RFF			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.22			-0.0026			0.808			4810			SDG			1.18			1.24			-0.00249			0.808			4810									Com-Indoor-CFLPGERFFExCZ15			Com-Indoor-CFLSCERFFExCZ15			Com-Indoor-CFLSDGRFFExCZ15


			Restaurant - Fast-Food - 16			Restaurant - Fast-Food			16			DO8 v3.02			Com-Indoor-CFL			Ex			RFF			CZ16			Wtd			PGE			0.97			1.17			-0.012			0.808			4810			SCE			0.99			1.21			-0.014			0.808			4810			SDG			0			0			0			0			0									Com-Indoor-CFLPGERFFExCZ16			Com-Indoor-CFLSCERFFExCZ16			Com-Indoor-CFLSDGRFFExCZ16


			Restaurant - Fast-Food - 17			Restaurant - Fast-Food			17			DO8 v3.02			Com-Indoor-CFL			Ex			RFF			IOU			Wtd			PGE			1.04			1.16			-0.00699			0.808			4810			SCE			1.09			1.21			-0.00528			0.808			4810			SDG			1.11			1.22			-0.00514			0.808			4810									Com-Indoor-CFLPGERFFExIOU			Com-Indoor-CFLSCERFFExIOU			Com-Indoor-CFLSDGRFFExIOU


			Restaurant - Sit-Down - 01			Restaurant - Sit-Down			01			DO8 v3.02			Com-Indoor-CFL			Ex			RSD			CZ01			Wtd			PGE			0.99			1.16			-0.01			0.8			4830			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERSDExCZ01			Com-Indoor-CFLSCERSDExCZ01			Com-Indoor-CFLSDGRSDExCZ01


			Restaurant - Sit-Down - 02			Restaurant - Sit-Down			02			DO8 v3.02			Com-Indoor-CFL			Ex			RSD			CZ02			Wtd			PGE			1.03			1.17			-0.0072			0.8			4830			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERSDExCZ02			Com-Indoor-CFLSCERSDExCZ02			Com-Indoor-CFLSDGRSDExCZ02


			Restaurant - Sit-Down - 03			Restaurant - Sit-Down			03			DO8 v3.02			Com-Indoor-CFL			Ex			RSD			CZ03			Wtd			PGE			1.04			1.19			-0.00731			0.8			4830			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERSDExCZ03			Com-Indoor-CFLSCERSDExCZ03			Com-Indoor-CFLSDGRSDExCZ03


			Restaurant - Sit-Down - 04			Restaurant - Sit-Down			04			DO8 v3.02			Com-Indoor-CFL			Ex			RSD			CZ04			Wtd			PGE			1.06			1.18			-0.00611			0.8			4830			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERSDExCZ04			Com-Indoor-CFLSCERSDExCZ04			Com-Indoor-CFLSDGRSDExCZ04


			Restaurant - Sit-Down - 05			Restaurant - Sit-Down			05			DO8 v3.02			Com-Indoor-CFL			Ex			RSD			CZ05			Wtd			PGE			1.05			1.18			-0.0064			0.8			4830			SCE			1.07			1.23			-0.00739			0.8			4830			SDG			0			0			0			0			0									Com-Indoor-CFLPGERSDExCZ05			Com-Indoor-CFLSCERSDExCZ05			Com-Indoor-CFLSDGRSDExCZ05


			Restaurant - Sit-Down - 06			Restaurant - Sit-Down			06			DO8 v3.02			Com-Indoor-CFL			Ex			RSD			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.24			-0.00499			0.8			4830			SDG			1.12			1.25			-0.0052			0.8			4830									Com-Indoor-CFLPGERSDExCZ06			Com-Indoor-CFLSCERSDExCZ06			Com-Indoor-CFLSDGRSDExCZ06


			Restaurant - Sit-Down - 07			Restaurant - Sit-Down			07			DO8 v3.02			Com-Indoor-CFL			Ex			RSD			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.13			1.24			-0.0041			0.8			4830									Com-Indoor-CFLPGERSDExCZ07			Com-Indoor-CFLSCERSDExCZ07			Com-Indoor-CFLSDGRSDExCZ07


			Restaurant - Sit-Down - 08			Restaurant - Sit-Down			08			DO8 v3.02			Com-Indoor-CFL			Ex			RSD			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.23			-0.0042			0.8			4830			SDG			1.14			1.24			-0.00431			0.8			4830									Com-Indoor-CFLPGERSDExCZ08			Com-Indoor-CFLSCERSDExCZ08			Com-Indoor-CFLSDGRSDExCZ08


			Restaurant - Sit-Down - 09			Restaurant - Sit-Down			09			DO8 v3.02			Com-Indoor-CFL			Ex			RSD			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.25			-0.0036			0.8			4830			SDG			0			0			0			0			0									Com-Indoor-CFLPGERSDExCZ09			Com-Indoor-CFLSCERSDExCZ09			Com-Indoor-CFLSDGRSDExCZ09


			Restaurant - Sit-Down - 10			Restaurant - Sit-Down			10			DO8 v3.02			Com-Indoor-CFL			Ex			RSD			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.2			-0.00431			0.8			4830			SDG			1.14			1.25			-0.00441			0.8			4830									Com-Indoor-CFLPGERSDExCZ10			Com-Indoor-CFLSCERSDExCZ10			Com-Indoor-CFLSDGRSDExCZ10


			Restaurant - Sit-Down - 11			Restaurant - Sit-Down			11			DO8 v3.02			Com-Indoor-CFL			Ex			RSD			CZ11			Wtd			PGE			1.05			1.18			-0.0064			0.8			4830			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERSDExCZ11			Com-Indoor-CFLSCERSDExCZ11			Com-Indoor-CFLSDGRSDExCZ11


			Restaurant - Sit-Down - 12			Restaurant - Sit-Down			12			DO8 v3.02			Com-Indoor-CFL			Ex			RSD			CZ12			Wtd			PGE			1.05			1.17			-0.0064			0.8			4830			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERSDExCZ12			Com-Indoor-CFLSCERSDExCZ12			Com-Indoor-CFLSDGRSDExCZ12


			Restaurant - Sit-Down - 13			Restaurant - Sit-Down			13			DO8 v3.02			Com-Indoor-CFL			Ex			RSD			CZ13			Wtd			PGE			1.07			1.15			-0.0052			0.8			4830			SCE			1.1			1.19			-0.006			0.8			4830			SDG			0			0			0			0			0									Com-Indoor-CFLPGERSDExCZ13			Com-Indoor-CFLSCERSDExCZ13			Com-Indoor-CFLSDGRSDExCZ13


			Restaurant - Sit-Down - 14			Restaurant - Sit-Down			14			DO8 v3.02			Com-Indoor-CFL			Ex			RSD			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.18			-0.00689			0.8			4830			SDG			1.11			1.2			-0.0071			0.8			4830									Com-Indoor-CFLPGERSDExCZ14			Com-Indoor-CFLSCERSDExCZ14			Com-Indoor-CFLSDGRSDExCZ14


			Restaurant - Sit-Down - 15			Restaurant - Sit-Down			15			DO8 v3.02			Com-Indoor-CFL			Ex			RSD			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.22			-0.0019			0.8			4830			SDG			1.2			1.24			-0.0019			0.8			4830									Com-Indoor-CFLPGERSDExCZ15			Com-Indoor-CFLSCERSDExCZ15			Com-Indoor-CFLSDGRSDExCZ15


			Restaurant - Sit-Down - 16			Restaurant - Sit-Down			16			DO8 v3.02			Com-Indoor-CFL			Ex			RSD			CZ16			Wtd			PGE			0.97			1.1			-0.011			0.8			4830			SCE			1			1.13			-0.013			0.8			4830			SDG			0			0			0			0			0									Com-Indoor-CFLPGERSDExCZ16			Com-Indoor-CFLSCERSDExCZ16			Com-Indoor-CFLSDGRSDExCZ16


			Restaurant - Sit-Down - 17			Restaurant - Sit-Down			17			DO8 v3.02			Com-Indoor-CFL			Ex			RSD			IOU			Wtd			PGE			1.05			1.18			-0.00663			0.8			4830			SCE			1.11			1.22			-0.00455			0.8			4830			SDG			1.13			1.24			-0.00422			0.8			4830									Com-Indoor-CFLPGERSDExIOU			Com-Indoor-CFLSCERSDExIOU			Com-Indoor-CFLSDGRSDExIOU


			Retail - Multistory Large - 01			Retail - Multistory Large			01			DO8 v3.02			Com-Indoor-CFL			Ex			Rt3			CZ01			Wtd			PGE			1.01			1.21			-0.011			0.631			3710			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERt3ExCZ01			Com-Indoor-CFLSCERt3ExCZ01			Com-Indoor-CFLSDGRt3ExCZ01


			Retail - Multistory Large - 02			Retail - Multistory Large			02			DO8 v3.02			Com-Indoor-CFL			Ex			Rt3			CZ02			Wtd			PGE			1.06			1.21			-0.0069			0.631			3710			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERt3ExCZ02			Com-Indoor-CFLSCERt3ExCZ02			Com-Indoor-CFLSDGRt3ExCZ02


			Retail - Multistory Large - 03			Retail - Multistory Large			03			DO8 v3.02			Com-Indoor-CFL			Ex			Rt3			CZ03			Wtd			PGE			1.08			1.23			-0.00539			0.631			3710			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERt3ExCZ03			Com-Indoor-CFLSCERt3ExCZ03			Com-Indoor-CFLSDGRt3ExCZ03


			Retail - Multistory Large - 04			Retail - Multistory Large			04			DO8 v3.02			Com-Indoor-CFL			Ex			Rt3			CZ04			Wtd			PGE			1.09			1.23			-0.0048			0.631			3710			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERt3ExCZ04			Com-Indoor-CFLSCERt3ExCZ04			Com-Indoor-CFLSDGRt3ExCZ04


			Retail - Multistory Large - 05			Retail - Multistory Large			05			DO8 v3.02			Com-Indoor-CFL			Ex			Rt3			CZ05			Wtd			PGE			1.1			1.19			-0.00299			0.631			3710			SCE			1.12			1.24			-0.00291			0.631			3710			SDG			0			0			0			0			0									Com-Indoor-CFLPGERt3ExCZ05			Com-Indoor-CFLSCERt3ExCZ05			Com-Indoor-CFLSDGRt3ExCZ05


			Retail - Multistory Large - 06			Retail - Multistory Large			06			DO8 v3.02			Com-Indoor-CFL			Ex			Rt3			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.28			-0.000941			0.631			3710			SDG			1.14			1.28			-0.000879			0.631			3710									Com-Indoor-CFLPGERt3ExCZ06			Com-Indoor-CFLSCERt3ExCZ06			Com-Indoor-CFLSDGRt3ExCZ06


			Retail - Multistory Large - 07			Retail - Multistory Large			07			DO8 v3.02			Com-Indoor-CFL			Ex			Rt3			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.15			1.28			-0.000491			0.631			3710									Com-Indoor-CFLPGERt3ExCZ07			Com-Indoor-CFLSCERt3ExCZ07			Com-Indoor-CFLSDGRt3ExCZ07


			Retail - Multistory Large - 08			Retail - Multistory Large			08			DO8 v3.02			Com-Indoor-CFL			Ex			Rt3			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.26			-0.0011			0.631			3710			SDG			1.15			1.25			-0.0011			0.631			3710									Com-Indoor-CFLPGERt3ExCZ08			Com-Indoor-CFLSCERt3ExCZ08			Com-Indoor-CFLSDGRt3ExCZ08


			Retail - Multistory Large - 09			Retail - Multistory Large			09			DO8 v3.02			Com-Indoor-CFL			Ex			Rt3			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.29			-0.000819			0.631			3710			SDG			0			0			0			0			0									Com-Indoor-CFLPGERt3ExCZ09			Com-Indoor-CFLSCERt3ExCZ09			Com-Indoor-CFLSDGRt3ExCZ09


			Retail - Multistory Large - 10			Retail - Multistory Large			10			DO8 v3.02			Com-Indoor-CFL			Ex			Rt3			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.18			-0.0014			0.631			3710			SDG			1.14			1.2			-0.0014			0.631			3710									Com-Indoor-CFLPGERt3ExCZ10			Com-Indoor-CFLSCERt3ExCZ10			Com-Indoor-CFLSDGRt3ExCZ10


			Retail - Multistory Large - 11			Retail - Multistory Large			11			DO8 v3.02			Com-Indoor-CFL			Ex			Rt3			CZ11			Wtd			PGE			1.05			1.22			-0.00741			0.631			3710			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERt3ExCZ11			Com-Indoor-CFLSCERt3ExCZ11			Com-Indoor-CFLSDGRt3ExCZ11


			Retail - Multistory Large - 12			Retail - Multistory Large			12			DO8 v3.02			Com-Indoor-CFL			Ex			Rt3			CZ12			Wtd			PGE			1.06			1.22			-0.0069			0.631			3710			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERt3ExCZ12			Com-Indoor-CFLSCERt3ExCZ12			Com-Indoor-CFLSDGRt3ExCZ12


			Retail - Multistory Large - 13			Retail - Multistory Large			13			DO8 v3.02			Com-Indoor-CFL			Ex			Rt3			CZ13			Wtd			PGE			1.08			1.18			-0.00531			0.631			3710			SCE			1.1			1.21			-0.00501			0.631			3710			SDG			0			0			0			0			0									Com-Indoor-CFLPGERt3ExCZ13			Com-Indoor-CFLSCERt3ExCZ13			Com-Indoor-CFLSDGRt3ExCZ13


			Retail - Multistory Large - 14			Retail - Multistory Large			14			DO8 v3.02			Com-Indoor-CFL			Ex			Rt3			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.08			1.24			-0.00601			0.631			3710			SDG			1.08			1.25			-0.00601			0.631			3710									Com-Indoor-CFLPGERt3ExCZ14			Com-Indoor-CFLSCERt3ExCZ14			Com-Indoor-CFLSDGRt3ExCZ14


			Retail - Multistory Large - 15			Retail - Multistory Large			15			DO8 v3.02			Com-Indoor-CFL			Ex			Rt3			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.28			-0.000399			0.631			3710			SDG			1.18			1.29			-0.000399			0.631			3710									Com-Indoor-CFLPGERt3ExCZ15			Com-Indoor-CFLSCERt3ExCZ15			Com-Indoor-CFLSDGRt3ExCZ15


			Retail - Multistory Large - 16			Retail - Multistory Large			16			DO8 v3.02			Com-Indoor-CFL			Ex			Rt3			CZ16			Wtd			PGE			0.97			1.05			-0.013			0.631			3710			SCE			0.97			1.05			-0.012			0.631			3710			SDG			0			0			0			0			0									Com-Indoor-CFLPGERt3ExCZ16			Com-Indoor-CFLSCERt3ExCZ16			Com-Indoor-CFLSDGRt3ExCZ16


			Retail - Multistory Large - 17			Retail - Multistory Large			17			DO8 v3.02			Com-Indoor-CFL			Ex			Rt3			IOU			Wtd			PGE			1.07			1.22			-0.00588			0.631			3710			SCE			1.15			1.25			-0.00147			0.631			3710			SDG			1.15			1.26			-0.000768			0.631			3710									Com-Indoor-CFLPGERt3ExIOU			Com-Indoor-CFLSCERt3ExIOU			Com-Indoor-CFLSDGRt3ExIOU


			Retail - Single-Story Large - 01			Retail - Single-Story Large			01			DO8 v3.02			Com-Indoor-CFL			Ex			RtL			CZ01			Wtd			PGE			1.01			1.19			-0.01			0.689			4350			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtLExCZ01			Com-Indoor-CFLSCERtLExCZ01			Com-Indoor-CFLSDGRtLExCZ01


			Retail - Single-Story Large - 02			Retail - Single-Story Large			02			DO8 v3.02			Com-Indoor-CFL			Ex			RtL			CZ02			Wtd			PGE			1.05			1.21			-0.0069			0.689			4350			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtLExCZ02			Com-Indoor-CFLSCERtLExCZ02			Com-Indoor-CFLSDGRtLExCZ02


			Retail - Single-Story Large - 03			Retail - Single-Story Large			03			DO8 v3.02			Com-Indoor-CFL			Ex			RtL			CZ03			Wtd			PGE			1.08			1.22			-0.0057			0.689			4350			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtLExCZ03			Com-Indoor-CFLSCERtLExCZ03			Com-Indoor-CFLSDGRtLExCZ03


			Retail - Single-Story Large - 04			Retail - Single-Story Large			04			DO8 v3.02			Com-Indoor-CFL			Ex			RtL			CZ04			Wtd			PGE			1.09			1.23			-0.0049			0.689			4350			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtLExCZ04			Com-Indoor-CFLSCERtLExCZ04			Com-Indoor-CFLSDGRtLExCZ04


			Retail - Single-Story Large - 05			Retail - Single-Story Large			05			DO8 v3.02			Com-Indoor-CFL			Ex			RtL			CZ05			Wtd			PGE			1.08			1.2			-0.00421			0.689			4350			SCE			1.11			1.26			-0.00391			0.689			4350			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtLExCZ05			Com-Indoor-CFLSCERtLExCZ05			Com-Indoor-CFLSDGRtLExCZ05


			Retail - Single-Story Large - 06			Retail - Single-Story Large			06			DO8 v3.02			Com-Indoor-CFL			Ex			RtL			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.27			-0.0023			0.689			4350			SDG			1.13			1.27			-0.00239			0.689			4350									Com-Indoor-CFLPGERtLExCZ06			Com-Indoor-CFLSCERtLExCZ06			Com-Indoor-CFLSDGRtLExCZ06


			Retail - Single-Story Large - 07			Retail - Single-Story Large			07			DO8 v3.02			Com-Indoor-CFL			Ex			RtL			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.14			1.29			-0.0016			0.689			4350									Com-Indoor-CFLPGERtLExCZ07			Com-Indoor-CFLSCERtLExCZ07			Com-Indoor-CFLSDGRtLExCZ07


			Retail - Single-Story Large - 08			Retail - Single-Story Large			08			DO8 v3.02			Com-Indoor-CFL			Ex			RtL			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.26			-0.0022			0.689			4350			SDG			1.14			1.26			-0.0022			0.689			4350									Com-Indoor-CFLPGERtLExCZ08			Com-Indoor-CFLSCERtLExCZ08			Com-Indoor-CFLSDGRtLExCZ08


			Retail - Single-Story Large - 09			Retail - Single-Story Large			09			DO8 v3.02			Com-Indoor-CFL			Ex			RtL			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.3			-0.0019			0.689			4350			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtLExCZ09			Com-Indoor-CFLSCERtLExCZ09			Com-Indoor-CFLSDGRtLExCZ09


			Retail - Single-Story Large - 10			Retail - Single-Story Large			10			DO8 v3.02			Com-Indoor-CFL			Ex			RtL			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.27			-0.00239			0.689			4350			SDG			1.13			1.28			-0.00251			0.689			4350									Com-Indoor-CFLPGERtLExCZ10			Com-Indoor-CFLSCERtLExCZ10			Com-Indoor-CFLSDGRtLExCZ10


			Retail - Single-Story Large - 11			Retail - Single-Story Large			11			DO8 v3.02			Com-Indoor-CFL			Ex			RtL			CZ11			Wtd			PGE			1.05			1.22			-0.0069			0.689			4350			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtLExCZ11			Com-Indoor-CFLSCERtLExCZ11			Com-Indoor-CFLSDGRtLExCZ11


			Retail - Single-Story Large - 12			Retail - Single-Story Large			12			DO8 v3.02			Com-Indoor-CFL			Ex			RtL			CZ12			Wtd			PGE			1.06			1.23			-0.00639			0.689			4350			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtLExCZ12			Com-Indoor-CFLSCERtLExCZ12			Com-Indoor-CFLSDGRtLExCZ12


			Retail - Single-Story Large - 13			Retail - Single-Story Large			13			DO8 v3.02			Com-Indoor-CFL			Ex			RtL			CZ13			Wtd			PGE			1.08			1.23			-0.0049			0.689			4350			SCE			1.11			1.29			-0.00451			0.689			4350			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtLExCZ13			Com-Indoor-CFLSCERtLExCZ13			Com-Indoor-CFLSDGRtLExCZ13


			Retail - Single-Story Large - 14			Retail - Single-Story Large			14			DO8 v3.02			Com-Indoor-CFL			Ex			RtL			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.08			1.28			-0.00579			0.689			4350			SDG			1.08			1.28			-0.006			0.689			4350									Com-Indoor-CFLPGERtLExCZ14			Com-Indoor-CFLSCERtLExCZ14			Com-Indoor-CFLSDGRtLExCZ14


			Retail - Single-Story Large - 15			Retail - Single-Story Large			15			DO8 v3.02			Com-Indoor-CFL			Ex			RtL			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.31			-0.000961			0.689			4350			SDG			1.18			1.32			-0.000991			0.689			4350									Com-Indoor-CFLPGERtLExCZ15			Com-Indoor-CFLSCERtLExCZ15			Com-Indoor-CFLSDGRtLExCZ15


			Retail - Single-Story Large - 16			Retail - Single-Story Large			16			DO8 v3.02			Com-Indoor-CFL			Ex			RtL			CZ16			Wtd			PGE			0.98			1.16			-0.013			0.689			4350			SCE			0.98			1.18			-0.012			0.689			4350			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtLExCZ16			Com-Indoor-CFLSCERtLExCZ16			Com-Indoor-CFLSDGRtLExCZ16


			Retail - Single-Story Large - 17			Retail - Single-Story Large			17			DO8 v3.02			Com-Indoor-CFL			Ex			RtL			IOU			Wtd			PGE			1.07			1.22			-0.00582			0.689			4350			SCE			1.14			1.27			-0.00248			0.689			4350			SDG			1.14			1.29			-0.00189			0.689			4350									Com-Indoor-CFLPGERtLExIOU			Com-Indoor-CFLSCERtLExIOU			Com-Indoor-CFLSDGRtLExIOU


			Retail - Small - 01			Retail - Small			01			DO8 v3.02			Com-Indoor-CFL			Ex			RtS			CZ01			Wtd			PGE			1			1.18			-0.0095			0.7			4010			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtSExCZ01			Com-Indoor-CFLSCERtSExCZ01			Com-Indoor-CFLSDGRtSExCZ01


			Retail - Small - 02			Retail - Small			02			DO8 v3.02			Com-Indoor-CFL			Ex			RtS			CZ02			Wtd			PGE			1.05			1.21			-0.00621			0.7			4010			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtSExCZ02			Com-Indoor-CFLSCERtSExCZ02			Com-Indoor-CFLSDGRtSExCZ02


			Retail - Small - 03			Retail - Small			03			DO8 v3.02			Com-Indoor-CFL			Ex			RtS			CZ03			Wtd			PGE			1.06			1.22			-0.00521			0.7			4010			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtSExCZ03			Com-Indoor-CFLSCERtSExCZ03			Com-Indoor-CFLSDGRtSExCZ03


			Retail - Small - 04			Retail - Small			04			DO8 v3.02			Com-Indoor-CFL			Ex			RtS			CZ04			Wtd			PGE			1.07			1.22			-0.00419			0.7			4010			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtSExCZ04			Com-Indoor-CFLSCERtSExCZ04			Com-Indoor-CFLSDGRtSExCZ04


			Retail - Small - 05			Retail - Small			05			DO8 v3.02			Com-Indoor-CFL			Ex			RtS			CZ05			Wtd			PGE			1.07			1.19			-0.00349			0.7			4010			SCE			1.09			1.25			-0.00339			0.7			4010			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtSExCZ05			Com-Indoor-CFLSCERtSExCZ05			Com-Indoor-CFLSDGRtSExCZ05


			Retail - Small - 06			Retail - Small			06			DO8 v3.02			Com-Indoor-CFL			Ex			RtS			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.26			-0.0017			0.7			4010			SDG			1.11			1.26			-0.0017			0.7			4010									Com-Indoor-CFLPGERtSExCZ06			Com-Indoor-CFLSCERtSExCZ06			Com-Indoor-CFLSDGRtSExCZ06


			Retail - Small - 07			Retail - Small			07			DO8 v3.02			Com-Indoor-CFL			Ex			RtS			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.12			1.25			-0.0012			0.7			4010									Com-Indoor-CFLPGERtSExCZ07			Com-Indoor-CFLSCERtSExCZ07			Com-Indoor-CFLSDGRtSExCZ07


			Retail - Small - 08			Retail - Small			08			DO8 v3.02			Com-Indoor-CFL			Ex			RtS			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.27			-0.0015			0.7			4010			SDG			1.12			1.26			-0.0015			0.7			4010									Com-Indoor-CFLPGERtSExCZ08			Com-Indoor-CFLSCERtSExCZ08			Com-Indoor-CFLSDGRtSExCZ08


			Retail - Small - 09			Retail - Small			09			DO8 v3.02			Com-Indoor-CFL			Ex			RtS			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.3			-0.0013			0.7			4010			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtSExCZ09			Com-Indoor-CFLSCERtSExCZ09			Com-Indoor-CFLSDGRtSExCZ09


			Retail - Small - 10			Retail - Small			10			DO8 v3.02			Com-Indoor-CFL			Ex			RtS			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.24			-0.0016			0.7			4010			SDG			1.12			1.25			-0.0017			0.7			4010									Com-Indoor-CFLPGERtSExCZ10			Com-Indoor-CFLSCERtSExCZ10			Com-Indoor-CFLSDGRtSExCZ10


			Retail - Small - 11			Retail - Small			11			DO8 v3.02			Com-Indoor-CFL			Ex			RtS			CZ11			Wtd			PGE			1.05			1.22			-0.00651			0.7			4010			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtSExCZ11			Com-Indoor-CFLSCERtSExCZ11			Com-Indoor-CFLSDGRtSExCZ11


			Retail - Small - 12			Retail - Small			12			DO8 v3.02			Com-Indoor-CFL			Ex			RtS			CZ12			Wtd			PGE			1.05			1.22			-0.00611			0.7			4010			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtSExCZ12			Com-Indoor-CFLSCERtSExCZ12			Com-Indoor-CFLSDGRtSExCZ12


			Retail - Small - 13			Retail - Small			13			DO8 v3.02			Com-Indoor-CFL			Ex			RtS			CZ13			Wtd			PGE			1.07			1.23			-0.00449			0.7			4010			SCE			1.1			1.29			-0.00429			0.7			4010			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtSExCZ13			Com-Indoor-CFLSCERtSExCZ13			Com-Indoor-CFLSDGRtSExCZ13


			Retail - Small - 14			Retail - Small			14			DO8 v3.02			Com-Indoor-CFL			Ex			RtS			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.08			1.22			-0.00479			0.7			4010			SDG			1.08			1.23			-0.00489			0.7			4010									Com-Indoor-CFLPGERtSExCZ14			Com-Indoor-CFLSCERtSExCZ14			Com-Indoor-CFLSDGRtSExCZ14


			Retail - Small - 15			Retail - Small			15			DO8 v3.02			Com-Indoor-CFL			Ex			RtS			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.29			-0.000511			0.7			4010			SDG			1.17			1.3			-0.000531			0.7			4010									Com-Indoor-CFLPGERtSExCZ15			Com-Indoor-CFLSCERtSExCZ15			Com-Indoor-CFLSDGRtSExCZ15


			Retail - Small - 16			Retail - Small			16			DO8 v3.02			Com-Indoor-CFL			Ex			RtS			CZ16			Wtd			PGE			0.98			1.2			-0.011			0.7			4010			SCE			0.99			1.25			-0.011			0.7			4010			SDG			0			0			0			0			0									Com-Indoor-CFLPGERtSExCZ16			Com-Indoor-CFLSCERtSExCZ16			Com-Indoor-CFLSDGRtSExCZ16


			Retail - Small - 17			Retail - Small			17			DO8 v3.02			Com-Indoor-CFL			Ex			RtS			IOU			Wtd			PGE			1.06			1.22			-0.00534			0.7			4010			SCE			1.12			1.26			-0.00181			0.7			4010			SDG			1.12			1.25			-0.00136			0.7			4010									Com-Indoor-CFLPGERtSExIOU			Com-Indoor-CFLSCERtSExIOU			Com-Indoor-CFLSDGRtSExIOU


			Storage - Conditioned - 01			Storage - Conditioned			01			DO8 v3.02			Com-Indoor-CFL			Ex			SCn			CZ01			Wtd			PGE			0.87			1			-0.015			0.575			2760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGESCnExCZ01			Com-Indoor-CFLSCESCnExCZ01			Com-Indoor-CFLSDGSCnExCZ01


			Storage - Conditioned - 02			Storage - Conditioned			02			DO8 v3.02			Com-Indoor-CFL			Ex			SCn			CZ02			Wtd			PGE			0.97			1.22			-0.00851			0.575			2760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGESCnExCZ02			Com-Indoor-CFLSCESCnExCZ02			Com-Indoor-CFLSDGSCnExCZ02


			Storage - Conditioned - 03			Storage - Conditioned			03			DO8 v3.02			Com-Indoor-CFL			Ex			SCn			CZ03			Wtd			PGE			0.94			1.31			-0.0087			0.575			2760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGESCnExCZ03			Com-Indoor-CFLSCESCnExCZ03			Com-Indoor-CFLSDGSCnExCZ03


			Storage - Conditioned - 04			Storage - Conditioned			04			DO8 v3.02			Com-Indoor-CFL			Ex			SCn			CZ04			Wtd			PGE			0.99			1.27			-0.0075			0.575			2760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGESCnExCZ04			Com-Indoor-CFLSCESCnExCZ04			Com-Indoor-CFLSDGSCnExCZ04


			Storage - Conditioned - 05			Storage - Conditioned			05			DO8 v3.02			Com-Indoor-CFL			Ex			SCn			CZ05			Wtd			PGE			0.96			1.23			-0.00728			0.575			2760			SCE			0.97			1.31			-0.00761			0.575			2760			SDG			0			0			0			0			0									Com-Indoor-CFLPGESCnExCZ05			Com-Indoor-CFLSCESCnExCZ05			Com-Indoor-CFLSDGSCnExCZ05


			Storage - Conditioned - 06			Storage - Conditioned			06			DO8 v3.02			Com-Indoor-CFL			Ex			SCn			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.02			1.31			-0.00522			0.575			2760			SDG			1.02			1.3			-0.00522			0.575			2760									Com-Indoor-CFLPGESCnExCZ06			Com-Indoor-CFLSCESCnExCZ06			Com-Indoor-CFLSDGSCnExCZ06


			Storage - Conditioned - 07			Storage - Conditioned			07			DO8 v3.02			Com-Indoor-CFL			Ex			SCn			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.04			1.27			-0.0037			0.575			2760									Com-Indoor-CFLPGESCnExCZ07			Com-Indoor-CFLSCESCnExCZ07			Com-Indoor-CFLSDGSCnExCZ07


			Storage - Conditioned - 08			Storage - Conditioned			08			DO8 v3.02			Com-Indoor-CFL			Ex			SCn			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.3			-0.00391			0.575			2760			SDG			1.06			1.29			-0.0038			0.575			2760									Com-Indoor-CFLPGESCnExCZ08			Com-Indoor-CFLSCESCnExCZ08			Com-Indoor-CFLSDGSCnExCZ08


			Storage - Conditioned - 09			Storage - Conditioned			09			DO8 v3.02			Com-Indoor-CFL			Ex			SCn			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.32			-0.00391			0.575			2760			SDG			0			0			0			0			0									Com-Indoor-CFLPGESCnExCZ09			Com-Indoor-CFLSCESCnExCZ09			Com-Indoor-CFLSDGSCnExCZ09


			Storage - Conditioned - 10			Storage - Conditioned			10			DO8 v3.02			Com-Indoor-CFL			Ex			SCn			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.29			-0.00409			0.575			2760			SDG			1.07			1.29			-0.00409			0.575			2760									Com-Indoor-CFLPGESCnExCZ10			Com-Indoor-CFLSCESCnExCZ10			Com-Indoor-CFLSDGSCnExCZ10


			Storage - Conditioned - 11			Storage - Conditioned			11			DO8 v3.02			Com-Indoor-CFL			Ex			SCn			CZ11			Wtd			PGE			0.98			1.22			-0.00779			0.575			2760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGESCnExCZ11			Com-Indoor-CFLSCESCnExCZ11			Com-Indoor-CFLSDGSCnExCZ11


			Storage - Conditioned - 12			Storage - Conditioned			12			DO8 v3.02			Com-Indoor-CFL			Ex			SCn			CZ12			Wtd			PGE			0.99			1.23			-0.00779			0.575			2760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGESCnExCZ12			Com-Indoor-CFLSCESCnExCZ12			Com-Indoor-CFLSDGSCnExCZ12


			Storage - Conditioned - 13			Storage - Conditioned			13			DO8 v3.02			Com-Indoor-CFL			Ex			SCn			CZ13			Wtd			PGE			1.01			1.21			-0.00649			0.575			2760			SCE			1.04			1.29			-0.0067			0.575			2760			SDG			0			0			0			0			0									Com-Indoor-CFLPGESCnExCZ13			Com-Indoor-CFLSCESCnExCZ13			Com-Indoor-CFLSDGSCnExCZ13


			Storage - Conditioned - 14			Storage - Conditioned			14			DO8 v3.02			Com-Indoor-CFL			Ex			SCn			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.02			1.3			-0.00772			0.575			2760			SDG			1.02			1.29			-0.00772			0.575			2760									Com-Indoor-CFLPGESCnExCZ14			Com-Indoor-CFLSCESCnExCZ14			Com-Indoor-CFLSDGSCnExCZ14


			Storage - Conditioned - 15			Storage - Conditioned			15			DO8 v3.02			Com-Indoor-CFL			Ex			SCn			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.3			-0.0021			0.575			2760			SDG			1.13			1.3			-0.0021			0.575			2760									Com-Indoor-CFLPGESCnExCZ15			Com-Indoor-CFLSCESCnExCZ15			Com-Indoor-CFLSDGSCnExCZ15


			Storage - Conditioned - 16			Storage - Conditioned			16			DO8 v3.02			Com-Indoor-CFL			Ex			SCn			CZ16			Wtd			PGE			0.89			1.23			-0.012			0.575			2760			SCE			0.92			1.3			-0.013			0.575			2760			SDG			0			0			0			0			0									Com-Indoor-CFLPGESCnExCZ16			Com-Indoor-CFLSCESCnExCZ16			Com-Indoor-CFLSDGSCnExCZ16


			Storage - Conditioned - 17			Storage - Conditioned			17			DO8 v3.02			Com-Indoor-CFL			Ex			SCn			IOU			Wtd			PGE			0.97			1.26			-0.00801			0.575			2760			SCE			1.06			1.3			-0.00428			0.575			2760			SDG			1.05			1.28			-0.00388			0.575			2760									Com-Indoor-CFLPGESCnExIOU			Com-Indoor-CFLSCESCnExIOU			Com-Indoor-CFLSDGSCnExIOU


			Storage - Unconditioned - 01			Storage - Unconditioned			01			DO8 v3.02			Com-Indoor-CFL			Ex			SUn			CZ01			Wtd			PGE			1			1			0			0.575			2760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGESUnExCZ01			Com-Indoor-CFLSCESUnExCZ01			Com-Indoor-CFLSDGSUnExCZ01


			Storage - Unconditioned - 02			Storage - Unconditioned			02			DO8 v3.02			Com-Indoor-CFL			Ex			SUn			CZ02			Wtd			PGE			1			1			0			0.575			2760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGESUnExCZ02			Com-Indoor-CFLSCESUnExCZ02			Com-Indoor-CFLSDGSUnExCZ02


			Storage - Unconditioned - 03			Storage - Unconditioned			03			DO8 v3.02			Com-Indoor-CFL			Ex			SUn			CZ03			Wtd			PGE			1			1			0			0.575			2760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGESUnExCZ03			Com-Indoor-CFLSCESUnExCZ03			Com-Indoor-CFLSDGSUnExCZ03


			Storage - Unconditioned - 04			Storage - Unconditioned			04			DO8 v3.02			Com-Indoor-CFL			Ex			SUn			CZ04			Wtd			PGE			1			1			0			0.575			2760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGESUnExCZ04			Com-Indoor-CFLSCESUnExCZ04			Com-Indoor-CFLSDGSUnExCZ04


			Storage - Unconditioned - 05			Storage - Unconditioned			05			DO8 v3.02			Com-Indoor-CFL			Ex			SUn			CZ05			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0.575			2760			SDG			0			0			0			0			0									Com-Indoor-CFLPGESUnExCZ05			Com-Indoor-CFLSCESUnExCZ05			Com-Indoor-CFLSDGSUnExCZ05


			Storage - Unconditioned - 06			Storage - Unconditioned			06			DO8 v3.02			Com-Indoor-CFL			Ex			SUn			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1			1			0			0.575			2760			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESUnExCZ06			Com-Indoor-CFLSCESUnExCZ06			Com-Indoor-CFLSDGSUnExCZ06


			Storage - Unconditioned - 07			Storage - Unconditioned			07			DO8 v3.02			Com-Indoor-CFL			Ex			SUn			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESUnExCZ07			Com-Indoor-CFLSCESUnExCZ07			Com-Indoor-CFLSDGSUnExCZ07


			Storage - Unconditioned - 08			Storage - Unconditioned			08			DO8 v3.02			Com-Indoor-CFL			Ex			SUn			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1			1			0			0.575			2760			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESUnExCZ08			Com-Indoor-CFLSCESUnExCZ08			Com-Indoor-CFLSDGSUnExCZ08


			Storage - Unconditioned - 09			Storage - Unconditioned			09			DO8 v3.02			Com-Indoor-CFL			Ex			SUn			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1			1			0			0.575			2760			SDG			0			0			0			0			0									Com-Indoor-CFLPGESUnExCZ09			Com-Indoor-CFLSCESUnExCZ09			Com-Indoor-CFLSDGSUnExCZ09


			Storage - Unconditioned - 10			Storage - Unconditioned			10			DO8 v3.02			Com-Indoor-CFL			Ex			SUn			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1			1			0			0.575			2760			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESUnExCZ10			Com-Indoor-CFLSCESUnExCZ10			Com-Indoor-CFLSDGSUnExCZ10


			Storage - Unconditioned - 11			Storage - Unconditioned			11			DO8 v3.02			Com-Indoor-CFL			Ex			SUn			CZ11			Wtd			PGE			1			1			0			0.575			2760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGESUnExCZ11			Com-Indoor-CFLSCESUnExCZ11			Com-Indoor-CFLSDGSUnExCZ11


			Storage - Unconditioned - 12			Storage - Unconditioned			12			DO8 v3.02			Com-Indoor-CFL			Ex			SUn			CZ12			Wtd			PGE			1			1			0			0.575			2760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGESUnExCZ12			Com-Indoor-CFLSCESUnExCZ12			Com-Indoor-CFLSDGSUnExCZ12


			Storage - Unconditioned - 13			Storage - Unconditioned			13			DO8 v3.02			Com-Indoor-CFL			Ex			SUn			CZ13			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0.575			2760			SDG			0			0			0			0			0									Com-Indoor-CFLPGESUnExCZ13			Com-Indoor-CFLSCESUnExCZ13			Com-Indoor-CFLSDGSUnExCZ13


			Storage - Unconditioned - 14			Storage - Unconditioned			14			DO8 v3.02			Com-Indoor-CFL			Ex			SUn			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1			1			0			0.575			2760			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESUnExCZ14			Com-Indoor-CFLSCESUnExCZ14			Com-Indoor-CFLSDGSUnExCZ14


			Storage - Unconditioned - 15			Storage - Unconditioned			15			DO8 v3.02			Com-Indoor-CFL			Ex			SUn			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1			1			0			0.575			2760			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESUnExCZ15			Com-Indoor-CFLSCESUnExCZ15			Com-Indoor-CFLSDGSUnExCZ15


			Storage - Unconditioned - 16			Storage - Unconditioned			16			DO8 v3.02			Com-Indoor-CFL			Ex			SUn			CZ16			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0.575			2760			SDG			0			0			0			0			0									Com-Indoor-CFLPGESUnExCZ16			Com-Indoor-CFLSCESUnExCZ16			Com-Indoor-CFLSDGSUnExCZ16


			Storage - Unconditioned - 17			Storage - Unconditioned			17			DO8 v3.02			Com-Indoor-CFL			Ex			SUn			IOU			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0.575			2760			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESUnExIOU			Com-Indoor-CFLSCESUnExIOU			Com-Indoor-CFLSDGSUnExIOU


			Transportation - Communication - Utilities - 01			Transportation - Communication - Utilities			01			DO8 v3.02			Com-Indoor-CFL			Ex			TCU			CZ01			Wtd			PGE			1.002			1.106			-0.007244			0.646			2816			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGETCUExCZ01			Com-Indoor-CFLSCETCUExCZ01			Com-Indoor-CFLSDGTCUExCZ01


			Transportation - Communication - Utilities - 02			Transportation - Communication - Utilities			02			DO8 v3.02			Com-Indoor-CFL			Ex			TCU			CZ02			Wtd			PGE			1.036			1.186			-0.004938			0.646			2816			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGETCUExCZ02			Com-Indoor-CFLSCETCUExCZ02			Com-Indoor-CFLSDGTCUExCZ02


			Transportation - Communication - Utilities - 03			Transportation - Communication - Utilities			03			DO8 v3.02			Com-Indoor-CFL			Ex			TCU			CZ03			Wtd			PGE			1.032			1.206			-0.00446			0.646			2816			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGETCUExCZ03			Com-Indoor-CFLSCETCUExCZ03			Com-Indoor-CFLSDGTCUExCZ03


			Transportation - Communication - Utilities - 04			Transportation - Communication - Utilities			04			DO8 v3.02			Com-Indoor-CFL			Ex			TCU			CZ04			Wtd			PGE			1.052			1.202			-0.003982			0.646			2816			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGETCUExCZ04			Com-Indoor-CFLSCETCUExCZ04			Com-Indoor-CFLSDGTCUExCZ04


			Transportation - Communication - Utilities - 05			Transportation - Communication - Utilities			05			DO8 v3.02			Com-Indoor-CFL			Ex			TCU			CZ05			Wtd			PGE			1.044			1.178			-0.003596			0.646			2816			SCE			1.064			1.218			-0.003802			0.646			2816			SDG			0			0			0			0			0									Com-Indoor-CFLPGETCUExCZ05			Com-Indoor-CFLSCETCUExCZ05			Com-Indoor-CFLSDGTCUExCZ05


			Transportation - Communication - Utilities - 06			Transportation - Communication - Utilities			06			DO8 v3.02			Com-Indoor-CFL			Ex			TCU			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.088			1.218			-0.002424			0.646			2816			SDG			1.08			1.206			-0.001966			0.646			2816									Com-Indoor-CFLPGETCUExCZ06			Com-Indoor-CFLSCETCUExCZ06			Com-Indoor-CFLSDGTCUExCZ06


			Transportation - Communication - Utilities - 07			Transportation - Communication - Utilities			07			DO8 v3.02			Com-Indoor-CFL			Ex			TCU			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.09			1.2			-0.0014918			0.646			2816									Com-Indoor-CFLPGETCUExCZ07			Com-Indoor-CFLSCETCUExCZ07			Com-Indoor-CFLSDGTCUExCZ07


			Transportation - Communication - Utilities - 08			Transportation - Communication - Utilities			08			DO8 v3.02			Com-Indoor-CFL			Ex			TCU			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.106			1.23			-0.002142			0.646			2816			SDG			1.096			1.22			-0.00165			0.646			2816									Com-Indoor-CFLPGETCUExCZ08			Com-Indoor-CFLSCETCUExCZ08			Com-Indoor-CFLSDGTCUExCZ08


			Transportation - Communication - Utilities - 09			Transportation - Communication - Utilities			09			DO8 v3.02			Com-Indoor-CFL			Ex			TCU			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.106			1.244			-0.002202			0.646			2816			SDG			0			0			0			0			0									Com-Indoor-CFLPGETCUExCZ09			Com-Indoor-CFLSCETCUExCZ09			Com-Indoor-CFLSDGTCUExCZ09


			Transportation - Communication - Utilities - 10			Transportation - Communication - Utilities			10			DO8 v3.02			Com-Indoor-CFL			Ex			TCU			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.092			1.208			-0.002218			0.646			2816			SDG			1.098			1.2			-0.0017962			0.646			2816									Com-Indoor-CFLPGETCUExCZ10			Com-Indoor-CFLSCETCUExCZ10			Com-Indoor-CFLSDGTCUExCZ10


			Transportation - Communication - Utilities - 11			Transportation - Communication - Utilities			11			DO8 v3.02			Com-Indoor-CFL			Ex			TCU			CZ11			Wtd			PGE			1.038			1.202			-0.005298			0.646			2816			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGETCUExCZ11			Com-Indoor-CFLSCETCUExCZ11			Com-Indoor-CFLSDGTCUExCZ11


			Transportation - Communication - Utilities - 12			Transportation - Communication - Utilities			12			DO8 v3.02			Com-Indoor-CFL			Ex			TCU			CZ12			Wtd			PGE			1.044			1.2			-0.004912			0.646			2816			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGETCUExCZ12			Com-Indoor-CFLSCETCUExCZ12			Com-Indoor-CFLSDGTCUExCZ12


			Transportation - Communication - Utilities - 13			Transportation - Communication - Utilities			13			DO8 v3.02			Com-Indoor-CFL			Ex			TCU			CZ13			Wtd			PGE			1.062			1.196			-0.003962			0.646			2816			SCE			1.082			1.234			-0.004			0.646			2816			SDG			0			0			0			0			0									Com-Indoor-CFLPGETCUExCZ13			Com-Indoor-CFLSCETCUExCZ13			Com-Indoor-CFLSDGTCUExCZ13


			Transportation - Communication - Utilities - 14			Transportation - Communication - Utilities			14			DO8 v3.02			Com-Indoor-CFL			Ex			TCU			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.066			1.222			-0.004544			0.646			2816			SDG			1.068			1.208			-0.003982			0.646			2816									Com-Indoor-CFLPGETCUExCZ14			Com-Indoor-CFLSCETCUExCZ14			Com-Indoor-CFLSDGTCUExCZ14


			Transportation - Communication - Utilities - 15			Transportation - Communication - Utilities			15			DO8 v3.02			Com-Indoor-CFL			Ex			TCU			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.138			1.226			-0.0012436			0.646			2816			SDG			1.146			1.222			-0.000966			0.646			2816									Com-Indoor-CFLPGETCUExCZ15			Com-Indoor-CFLSCETCUExCZ15			Com-Indoor-CFLSDGTCUExCZ15


			Transportation - Communication - Utilities - 16			Transportation - Communication - Utilities			16			DO8 v3.02			Com-Indoor-CFL			Ex			TCU			CZ16			Wtd			PGE			0.974			1.19			-0.009298			0.646			2816			SCE			0.988			1.216			-0.009158			0.646			2816			SDG			0			0			0			0			0									Com-Indoor-CFLPGETCUExCZ16			Com-Indoor-CFLSCETCUExCZ16			Com-Indoor-CFLSDGTCUExCZ16


			Transportation - Communication - Utilities - 17			Transportation - Communication - Utilities			17			DO8 v3.02			Com-Indoor-CFL			Ex			TCU			IOU			Wtd			PGE			1.042			1.2			-0.004508			0.646			2816			SCE			1.098			1.226			-0.002394			0.646			2816			SDG			1.094			1.2			-0.0015946			0.646			2816									Com-Indoor-CFLPGETCUExIOU			Com-Indoor-CFLSCETCUExIOU			Com-Indoor-CFLSDGTCUExIOU


			Warehouse - Refrigerated - 01			Warehouse - Refrigerated			01			DO8 v3.02			Com-Indoor-CFL			Ex			WRf			CZ01			Wtd			PGE			1.41			1.26			0			0.548			4730			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEWRfExCZ01			Com-Indoor-CFLSCEWRfExCZ01			Com-Indoor-CFLSDGWRfExCZ01


			Warehouse - Refrigerated - 02			Warehouse - Refrigerated			02			DO8 v3.02			Com-Indoor-CFL			Ex			WRf			CZ02			Wtd			PGE			1.42			1.24			0			0.548			4730			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEWRfExCZ02			Com-Indoor-CFLSCEWRfExCZ02			Com-Indoor-CFLSDGWRfExCZ02


			Warehouse - Refrigerated - 03			Warehouse - Refrigerated			03			DO8 v3.02			Com-Indoor-CFL			Ex			WRf			CZ03			Wtd			PGE			1.4			1.24			0			0.548			4730			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEWRfExCZ03			Com-Indoor-CFLSCEWRfExCZ03			Com-Indoor-CFLSDGWRfExCZ03


			Warehouse - Refrigerated - 04			Warehouse - Refrigerated			04			DO8 v3.02			Com-Indoor-CFL			Ex			WRf			CZ04			Wtd			PGE			1.41			1.25			0			0.548			4730			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEWRfExCZ04			Com-Indoor-CFLSCEWRfExCZ04			Com-Indoor-CFLSDGWRfExCZ04


			Warehouse - Refrigerated - 05			Warehouse - Refrigerated			05			DO8 v3.02			Com-Indoor-CFL			Ex			WRf			CZ05			Wtd			PGE			1.39			1.26			0			0.548			4730			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEWRfExCZ05			Com-Indoor-CFLSCEWRfExCZ05			Com-Indoor-CFLSDGWRfExCZ05


			Warehouse - Refrigerated - 06			Warehouse - Refrigerated			06			DO8 v3.02			Com-Indoor-CFL			Ex			WRf			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.4			1.24			0			0.548			4730			SDG			1.4			1.24			0			0.548			4730									Com-Indoor-CFLPGEWRfExCZ06			Com-Indoor-CFLSCEWRfExCZ06			Com-Indoor-CFLSDGWRfExCZ06


			Warehouse - Refrigerated - 07			Warehouse - Refrigerated			07			DO8 v3.02			Com-Indoor-CFL			Ex			WRf			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.4			1.25			0			0.548			4730									Com-Indoor-CFLPGEWRfExCZ07			Com-Indoor-CFLSCEWRfExCZ07			Com-Indoor-CFLSDGWRfExCZ07


			Warehouse - Refrigerated - 08			Warehouse - Refrigerated			08			DO8 v3.02			Com-Indoor-CFL			Ex			WRf			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.41			1.25			0			0.548			4730			SDG			0			0			0			0			0									Com-Indoor-CFLPGEWRfExCZ08			Com-Indoor-CFLSCEWRfExCZ08			Com-Indoor-CFLSDGWRfExCZ08


			Warehouse - Refrigerated - 09			Warehouse - Refrigerated			09			DO8 v3.02			Com-Indoor-CFL			Ex			WRf			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.42			1.25			0			0.548			4730			SDG			0			0			0			0			0									Com-Indoor-CFLPGEWRfExCZ09			Com-Indoor-CFLSCEWRfExCZ09			Com-Indoor-CFLSDGWRfExCZ09


			Warehouse - Refrigerated - 10			Warehouse - Refrigerated			10			DO8 v3.02			Com-Indoor-CFL			Ex			WRf			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.43			1.24			0			0.548			4730			SDG			1.43			1.24			0			0.548			4730									Com-Indoor-CFLPGEWRfExCZ10			Com-Indoor-CFLSCEWRfExCZ10			Com-Indoor-CFLSDGWRfExCZ10


			Warehouse - Refrigerated - 11			Warehouse - Refrigerated			11			DO8 v3.02			Com-Indoor-CFL			Ex			WRf			CZ11			Wtd			PGE			1.43			1.24			0			0.548			4730			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEWRfExCZ11			Com-Indoor-CFLSCEWRfExCZ11			Com-Indoor-CFLSDGWRfExCZ11


			Warehouse - Refrigerated - 12			Warehouse - Refrigerated			12			DO8 v3.02			Com-Indoor-CFL			Ex			WRf			CZ12			Wtd			PGE			1.42			1.24			0			0.548			4730			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-CFLPGEWRfExCZ12			Com-Indoor-CFLSCEWRfExCZ12			Com-Indoor-CFLSDGWRfExCZ12


			Warehouse - Refrigerated - 13			Warehouse - Refrigerated			13			DO8 v3.02			Com-Indoor-CFL			Ex			WRf			CZ13			Wtd			PGE			1.43			1.24			0			0.548			4730			SCE			1.43			1.24			0			0.548			4730			SDG			0			0			0			0			0									Com-Indoor-CFLPGEWRfExCZ13			Com-Indoor-CFLSCEWRfExCZ13			Com-Indoor-CFLSDGWRfExCZ13


			Warehouse - Refrigerated - 14			Warehouse - Refrigerated			14			DO8 v3.02			Com-Indoor-CFL			Ex			WRf			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.43			1.24			0			0.548			4730			SDG			0			0			0			0			0									Com-Indoor-CFLPGEWRfExCZ14			Com-Indoor-CFLSCEWRfExCZ14			Com-Indoor-CFLSDGWRfExCZ14


			Warehouse - Refrigerated - 15			Warehouse - Refrigerated			15			DO8 v3.02			Com-Indoor-CFL			Ex			WRf			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.44			1.25			0			0.548			4730			SDG			0			0			0			0			0									Com-Indoor-CFLPGEWRfExCZ15			Com-Indoor-CFLSCEWRfExCZ15			Com-Indoor-CFLSDGWRfExCZ15


			Warehouse - Refrigerated - 16			Warehouse - Refrigerated			16			DO8 v3.02			Com-Indoor-CFL			Ex			WRf			CZ16			Wtd			PGE			1.39			1.27			-0.000249			0.548			4730			SCE			1.39			1.28			-0.000249			0.548			4730			SDG			0			0			0			0			0									Com-Indoor-CFLPGEWRfExCZ16			Com-Indoor-CFLSCEWRfExCZ16			Com-Indoor-CFLSDGWRfExCZ16


			Warehouse - Refrigerated - 17			Warehouse - Refrigerated			17			DO8 v3.02			Com-Indoor-CFL			Ex			WRf			IOU			Wtd			PGE			1.41			1.24			-0.0000000973			0.548			4730			SCE			1.41			1.24			-0.000000801			0.548			4730			SDG			1.41			1.25			0			0.548			4730									Com-Indoor-CFLPGEWRfExIOU			Com-Indoor-CFLSCEWRfExIOU			Com-Indoor-CFLSDGWRfExIOU


			Commercial Weighted - 17			Commercial Weighted			17			DO8 v3.02			Com-Indoor-CFL			Ex			Com			IOU			Wtd			PGE			1.07			1.21			-0.00605			0.54			3040			SCE			1.12			1.24			-0.00321			0.581			3070			SDG			1.12			1.24			-0.00282			0.593			3070									Com-Indoor-CFLPGEComExIOU			Com-Indoor-CFLSCEComExIOU			Com-Indoor-CFLSDGComExIOU


			Exterior/None - Residential Mobile Home - Double-Wide - 01			Residential Mobile Home - Double-Wide			01			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ01			Wtd			PGE			1			1			0			0.049			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGEDMoExCZ01			Res-Indoor-CFLSCEDMoExCZ01			Res-Indoor-CFLSDGDMoExCZ01


			Exterior/None - Residential Mobile Home - Double-Wide - 02			Residential Mobile Home - Double-Wide			02			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ02			Wtd			PGE			1			1			0			0.043			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGEDMoExCZ02			Res-Indoor-CFLSCEDMoExCZ02			Res-Indoor-CFLSDGDMoExCZ02


			Exterior/None - Residential Mobile Home - Double-Wide - 03			Residential Mobile Home - Double-Wide			03			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ03			Wtd			PGE			1			1			0			0.043			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGEDMoExCZ03			Res-Indoor-CFLSCEDMoExCZ03			Res-Indoor-CFLSDGDMoExCZ03


			Exterior/None - Residential Mobile Home - Double-Wide - 04			Residential Mobile Home - Double-Wide			04			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ04			Wtd			PGE			1			1			0			0.043			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGEDMoExCZ04			Res-Indoor-CFLSCEDMoExCZ04			Res-Indoor-CFLSDGDMoExCZ04


			Exterior/None - Residential Mobile Home - Double-Wide - 05			Residential Mobile Home - Double-Wide			05			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ05			Wtd			PGE			1			1			0			0.047			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGEDMoExCZ05			Res-Indoor-CFLSCEDMoExCZ05			Res-Indoor-CFLSDGDMoExCZ05


			Exterior/None - Residential Mobile Home - Double-Wide - 06			Residential Mobile Home - Double-Wide			06			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			541			SDG			1			1			0			0			0									Res-Indoor-CFLPGEDMoExCZ06			Res-Indoor-CFLSCEDMoExCZ06			Res-Indoor-CFLSDGDMoExCZ06


			Exterior/None - Residential Mobile Home - Double-Wide - 07			Residential Mobile Home - Double-Wide			07			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.047			541									Res-Indoor-CFLPGEDMoExCZ07			Res-Indoor-CFLSCEDMoExCZ07			Res-Indoor-CFLSDGDMoExCZ07


			Exterior/None - Residential Mobile Home - Double-Wide - 08			Residential Mobile Home - Double-Wide			08			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.047			541			SDG			1			1			0			0.047			541									Res-Indoor-CFLPGEDMoExCZ08			Res-Indoor-CFLSCEDMoExCZ08			Res-Indoor-CFLSDGDMoExCZ08


			Exterior/None - Residential Mobile Home - Double-Wide - 09			Residential Mobile Home - Double-Wide			09			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.045			541			SDG			1			1			0			0			0									Res-Indoor-CFLPGEDMoExCZ09			Res-Indoor-CFLSCEDMoExCZ09			Res-Indoor-CFLSDGDMoExCZ09


			Exterior/None - Residential Mobile Home - Double-Wide - 10			Residential Mobile Home - Double-Wide			10			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			541			SDG			1			1			0			0.043			541									Res-Indoor-CFLPGEDMoExCZ10			Res-Indoor-CFLSCEDMoExCZ10			Res-Indoor-CFLSDGDMoExCZ10


			Exterior/None - Residential Mobile Home - Double-Wide - 11			Residential Mobile Home - Double-Wide			11			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ11			Wtd			PGE			1			1			0			0.044			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGEDMoExCZ11			Res-Indoor-CFLSCEDMoExCZ11			Res-Indoor-CFLSDGDMoExCZ11


			Exterior/None - Residential Mobile Home - Double-Wide - 12			Residential Mobile Home - Double-Wide			12			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ12			Wtd			PGE			1			1			0			0.045			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGEDMoExCZ12			Res-Indoor-CFLSCEDMoExCZ12			Res-Indoor-CFLSDGDMoExCZ12


			Exterior/None - Residential Mobile Home - Double-Wide - 13			Residential Mobile Home - Double-Wide			13			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ13			Wtd			PGE			1			1			0			0.045			541			SCE			1			1			0			0.045			541			SDG			1			1			0			0			0									Res-Indoor-CFLPGEDMoExCZ13			Res-Indoor-CFLSCEDMoExCZ13			Res-Indoor-CFLSDGDMoExCZ13


			Exterior/None - Residential Mobile Home - Double-Wide - 14			Residential Mobile Home - Double-Wide			14			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			541			SDG			1			1			0			0.043			541									Res-Indoor-CFLPGEDMoExCZ14			Res-Indoor-CFLSCEDMoExCZ14			Res-Indoor-CFLSDGDMoExCZ14


			Exterior/None - Residential Mobile Home - Double-Wide - 15			Residential Mobile Home - Double-Wide			15			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.044			541			SDG			1			1			0			0			0									Res-Indoor-CFLPGEDMoExCZ15			Res-Indoor-CFLSCEDMoExCZ15			Res-Indoor-CFLSDGDMoExCZ15


			Exterior/None - Residential Mobile Home - Double-Wide - 16			Residential Mobile Home - Double-Wide			16			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ16			Wtd			PGE			1			1			0			0.045			541			SCE			1			1			0			0.045			541			SDG			1			1			0			0			0									Res-Indoor-CFLPGEDMoExCZ16			Res-Indoor-CFLSCEDMoExCZ16			Res-Indoor-CFLSDGDMoExCZ16


			Exterior/None - Residential Mobile Home - Double-Wide - 17			Residential Mobile Home - Double-Wide			17			Exterior/None			Res-Indoor-CFL			Ex			DMo			IOU			Wtd			PGE			1			1			0			0.0444			541			SCE			1			1			0			0.0442			541			SDG			1			1			0			0.0451			541									Res-Indoor-CFLPGEDMoExIOU			Res-Indoor-CFLSCEDMoExIOU			Res-Indoor-CFLSDGDMoExIOU


			Exterior/None - Residential Multi-Family - 01			Residential Multi-Family			01			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ01			Wtd			PGE			1			1			0			0.049			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGEMFmExCZ01			Res-Indoor-CFLSCEMFmExCZ01			Res-Indoor-CFLSDGMFmExCZ01


			Exterior/None - Residential Multi-Family - 02			Residential Multi-Family			02			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ02			Wtd			PGE			1			1			0			0.043			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGEMFmExCZ02			Res-Indoor-CFLSCEMFmExCZ02			Res-Indoor-CFLSDGMFmExCZ02


			Exterior/None - Residential Multi-Family - 03			Residential Multi-Family			03			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ03			Wtd			PGE			1			1			0			0.043			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGEMFmExCZ03			Res-Indoor-CFLSCEMFmExCZ03			Res-Indoor-CFLSDGMFmExCZ03


			Exterior/None - Residential Multi-Family - 04			Residential Multi-Family			04			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ04			Wtd			PGE			1			1			0			0.043			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGEMFmExCZ04			Res-Indoor-CFLSCEMFmExCZ04			Res-Indoor-CFLSDGMFmExCZ04


			Exterior/None - Residential Multi-Family - 05			Residential Multi-Family			05			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ05			Wtd			PGE			1			1			0			0.047			541			SCE			1			1			0			0.047			541			SDG			1			1			0			0			0									Res-Indoor-CFLPGEMFmExCZ05			Res-Indoor-CFLSCEMFmExCZ05			Res-Indoor-CFLSDGMFmExCZ05


			Exterior/None - Residential Multi-Family - 06			Residential Multi-Family			06			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			541			SDG			1			1			0			0.043			541									Res-Indoor-CFLPGEMFmExCZ06			Res-Indoor-CFLSCEMFmExCZ06			Res-Indoor-CFLSDGMFmExCZ06


			Exterior/None - Residential Multi-Family - 07			Residential Multi-Family			07			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.047			541									Res-Indoor-CFLPGEMFmExCZ07			Res-Indoor-CFLSCEMFmExCZ07			Res-Indoor-CFLSDGMFmExCZ07


			Exterior/None - Residential Multi-Family - 08			Residential Multi-Family			08			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.047			541			SDG			1			1			0			0.047			541									Res-Indoor-CFLPGEMFmExCZ08			Res-Indoor-CFLSCEMFmExCZ08			Res-Indoor-CFLSDGMFmExCZ08


			Exterior/None - Residential Multi-Family - 09			Residential Multi-Family			09			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.045			541			SDG			1			1			0			0			0									Res-Indoor-CFLPGEMFmExCZ09			Res-Indoor-CFLSCEMFmExCZ09			Res-Indoor-CFLSDGMFmExCZ09


			Exterior/None - Residential Multi-Family - 10			Residential Multi-Family			10			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			541			SDG			1			1			0			0.043			541									Res-Indoor-CFLPGEMFmExCZ10			Res-Indoor-CFLSCEMFmExCZ10			Res-Indoor-CFLSDGMFmExCZ10


			Exterior/None - Residential Multi-Family - 11			Residential Multi-Family			11			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ11			Wtd			PGE			1			1			0			0.044			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGEMFmExCZ11			Res-Indoor-CFLSCEMFmExCZ11			Res-Indoor-CFLSDGMFmExCZ11


			Exterior/None - Residential Multi-Family - 12			Residential Multi-Family			12			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ12			Wtd			PGE			1			1			0			0.045			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGEMFmExCZ12			Res-Indoor-CFLSCEMFmExCZ12			Res-Indoor-CFLSDGMFmExCZ12


			Exterior/None - Residential Multi-Family - 13			Residential Multi-Family			13			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ13			Wtd			PGE			1			1			0			0.045			541			SCE			1			1			0			0.045			541			SDG			1			1			0			0			0									Res-Indoor-CFLPGEMFmExCZ13			Res-Indoor-CFLSCEMFmExCZ13			Res-Indoor-CFLSDGMFmExCZ13


			Exterior/None - Residential Multi-Family - 14			Residential Multi-Family			14			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			541			SDG			1			1			0			0.043			541									Res-Indoor-CFLPGEMFmExCZ14			Res-Indoor-CFLSCEMFmExCZ14			Res-Indoor-CFLSDGMFmExCZ14


			Exterior/None - Residential Multi-Family - 15			Residential Multi-Family			15			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.044			541			SDG			1			1			0			0.044			541									Res-Indoor-CFLPGEMFmExCZ15			Res-Indoor-CFLSCEMFmExCZ15			Res-Indoor-CFLSDGMFmExCZ15


			Exterior/None - Residential Multi-Family - 16			Residential Multi-Family			16			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ16			Wtd			PGE			1			1			0			0.045			541			SCE			1			1			0			0.045			541			SDG			1			1			0			0			0									Res-Indoor-CFLPGEMFmExCZ16			Res-Indoor-CFLSCEMFmExCZ16			Res-Indoor-CFLSDGMFmExCZ16


			Exterior/None - Residential Multi-Family - 17			Residential Multi-Family			17			Exterior/None			Res-Indoor-CFL			Ex			MFm			IOU			Wtd			PGE			1			1			0			0.0437			541			SCE			1			1			0			0.0446			541			SDG			1			1			0			0.046			541									Res-Indoor-CFLPGEMFmExIOU			Res-Indoor-CFLSCEMFmExIOU			Res-Indoor-CFLSDGMFmExIOU


			Exterior/None - Residential Single Family - 01			Residential Single Family			01			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ01			Wtd			PGE			1			1			0			0.049			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGESFmExCZ01			Res-Indoor-CFLSCESFmExCZ01			Res-Indoor-CFLSDGSFmExCZ01


			Exterior/None - Residential Single Family - 02			Residential Single Family			02			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ02			Wtd			PGE			1			1			0			0.043			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGESFmExCZ02			Res-Indoor-CFLSCESFmExCZ02			Res-Indoor-CFLSDGSFmExCZ02


			Exterior/None - Residential Single Family - 03			Residential Single Family			03			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ03			Wtd			PGE			1			1			0			0.043			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGESFmExCZ03			Res-Indoor-CFLSCESFmExCZ03			Res-Indoor-CFLSDGSFmExCZ03


			Exterior/None - Residential Single Family - 04			Residential Single Family			04			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ04			Wtd			PGE			1			1			0			0.043			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGESFmExCZ04			Res-Indoor-CFLSCESFmExCZ04			Res-Indoor-CFLSDGSFmExCZ04


			Exterior/None - Residential Single Family - 05			Residential Single Family			05			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ05			Wtd			PGE			1			1			0			0.047			541			SCE			1			1			0			0.047			541			SDG			1			1			0			0			0									Res-Indoor-CFLPGESFmExCZ05			Res-Indoor-CFLSCESFmExCZ05			Res-Indoor-CFLSDGSFmExCZ05


			Exterior/None - Residential Single Family - 06			Residential Single Family			06			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			541			SDG			1			1			0			0.043			541									Res-Indoor-CFLPGESFmExCZ06			Res-Indoor-CFLSCESFmExCZ06			Res-Indoor-CFLSDGSFmExCZ06


			Exterior/None - Residential Single Family - 07			Residential Single Family			07			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.047			541									Res-Indoor-CFLPGESFmExCZ07			Res-Indoor-CFLSCESFmExCZ07			Res-Indoor-CFLSDGSFmExCZ07


			Exterior/None - Residential Single Family - 08			Residential Single Family			08			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.047			541			SDG			1			1			0			0.047			541									Res-Indoor-CFLPGESFmExCZ08			Res-Indoor-CFLSCESFmExCZ08			Res-Indoor-CFLSDGSFmExCZ08


			Exterior/None - Residential Single Family - 09			Residential Single Family			09			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.045			541			SDG			1			1			0			0			0									Res-Indoor-CFLPGESFmExCZ09			Res-Indoor-CFLSCESFmExCZ09			Res-Indoor-CFLSDGSFmExCZ09


			Exterior/None - Residential Single Family - 10			Residential Single Family			10			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			541			SDG			1			1			0			0.043			541									Res-Indoor-CFLPGESFmExCZ10			Res-Indoor-CFLSCESFmExCZ10			Res-Indoor-CFLSDGSFmExCZ10


			Exterior/None - Residential Single Family - 11			Residential Single Family			11			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ11			Wtd			PGE			1			1			0			0.044			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGESFmExCZ11			Res-Indoor-CFLSCESFmExCZ11			Res-Indoor-CFLSDGSFmExCZ11


			Exterior/None - Residential Single Family - 12			Residential Single Family			12			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ12			Wtd			PGE			1			1			0			0.045			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Res-Indoor-CFLPGESFmExCZ12			Res-Indoor-CFLSCESFmExCZ12			Res-Indoor-CFLSDGSFmExCZ12


			Exterior/None - Residential Single Family - 13			Residential Single Family			13			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ13			Wtd			PGE			1			1			0			0.045			541			SCE			1			1			0			0.045			541			SDG			1			1			0			0			0									Res-Indoor-CFLPGESFmExCZ13			Res-Indoor-CFLSCESFmExCZ13			Res-Indoor-CFLSDGSFmExCZ13


			Exterior/None - Residential Single Family - 14			Residential Single Family			14			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			541			SDG			1			1			0			0.043			541									Res-Indoor-CFLPGESFmExCZ14			Res-Indoor-CFLSCESFmExCZ14			Res-Indoor-CFLSDGSFmExCZ14


			Exterior/None - Residential Single Family - 15			Residential Single Family			15			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.044			541			SDG			1			1			0			0.044			541									Res-Indoor-CFLPGESFmExCZ15			Res-Indoor-CFLSCESFmExCZ15			Res-Indoor-CFLSDGSFmExCZ15


			Exterior/None - Residential Single Family - 16			Residential Single Family			16			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ16			Wtd			PGE			1			1			0			0.045			541			SCE			1			1			0			0.045			541			SDG			1			1			0			0			0									Res-Indoor-CFLPGESFmExCZ16			Res-Indoor-CFLSCESFmExCZ16			Res-Indoor-CFLSDGSFmExCZ16


			Exterior/None - Residential Single Family - 17			Residential Single Family			17			Exterior/None			Res-Indoor-CFL			Ex			SFm			IOU			Wtd			PGE			1			1			0			0.0441			541			SCE			1			1			0			0.0445			541			SDG			1			1			0			0.0454			541									Res-Indoor-CFLPGESFmExIOU			Res-Indoor-CFLSCESFmExIOU			Res-Indoor-CFLSDGSFmExIOU


			Exterior/None - Residential Weighted - 17			Residential Weighted			17			Exterior/None			Res-Indoor-CFL			Ex			Res			IOU			Wtd			PGE			1			1			0			0.044			541			SCE			1			1			0			0.0445			541			SDG			1			1			0			0.0456			541									Res-Indoor-CFLPGEResExIOU			Res-Indoor-CFLSCEResExIOU			Res-Indoor-CFLSDGResExIOU


			Exterior/None - Agricultural - 01			Agricultural			01			Exterior/None			Com-Indoor-CFL			Ex			Agr			CZ01			Wtd			PGE			1			1			0			0.6661			2710			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAgrExCZ01			Com-Indoor-CFLSCEAgrExCZ01			Com-Indoor-CFLSDGAgrExCZ01


			Exterior/None - Agricultural - 02			Agricultural			02			Exterior/None			Com-Indoor-CFL			Ex			Agr			CZ02			Wtd			PGE			1			1			0			0.6661			2710			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAgrExCZ02			Com-Indoor-CFLSCEAgrExCZ02			Com-Indoor-CFLSDGAgrExCZ02


			Exterior/None - Agricultural - 03			Agricultural			03			Exterior/None			Com-Indoor-CFL			Ex			Agr			CZ03			Wtd			PGE			1			1			0			0.6661			2710			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAgrExCZ03			Com-Indoor-CFLSCEAgrExCZ03			Com-Indoor-CFLSDGAgrExCZ03


			Exterior/None - Agricultural - 04			Agricultural			04			Exterior/None			Com-Indoor-CFL			Ex			Agr			CZ04			Wtd			PGE			1			1			0			0.6661			2710			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAgrExCZ04			Com-Indoor-CFLSCEAgrExCZ04			Com-Indoor-CFLSDGAgrExCZ04


			Exterior/None - Agricultural - 05			Agricultural			05			Exterior/None			Com-Indoor-CFL			Ex			Agr			CZ05			Wtd			PGE			1			1			0			0.6661			2710			SCE			1			1			0			0.6661			2710			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAgrExCZ05			Com-Indoor-CFLSCEAgrExCZ05			Com-Indoor-CFLSDGAgrExCZ05


			Exterior/None - Agricultural - 06			Agricultural			06			Exterior/None			Com-Indoor-CFL			Ex			Agr			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.6661			2710			SDG			1			1			0			0.6661			2710									Com-Indoor-CFLPGEAgrExCZ06			Com-Indoor-CFLSCEAgrExCZ06			Com-Indoor-CFLSDGAgrExCZ06


			Exterior/None - Agricultural - 07			Agricultural			07			Exterior/None			Com-Indoor-CFL			Ex			Agr			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.6661			2710									Com-Indoor-CFLPGEAgrExCZ07			Com-Indoor-CFLSCEAgrExCZ07			Com-Indoor-CFLSDGAgrExCZ07


			Exterior/None - Agricultural - 08			Agricultural			08			Exterior/None			Com-Indoor-CFL			Ex			Agr			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.6661			2710			SDG			1			1			0			0.6661			2710									Com-Indoor-CFLPGEAgrExCZ08			Com-Indoor-CFLSCEAgrExCZ08			Com-Indoor-CFLSDGAgrExCZ08


			Exterior/None - Agricultural - 09			Agricultural			09			Exterior/None			Com-Indoor-CFL			Ex			Agr			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.6661			2710			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAgrExCZ09			Com-Indoor-CFLSCEAgrExCZ09			Com-Indoor-CFLSDGAgrExCZ09


			Exterior/None - Agricultural - 10			Agricultural			10			Exterior/None			Com-Indoor-CFL			Ex			Agr			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.6661			2710			SDG			1			1			0			0.6661			2710									Com-Indoor-CFLPGEAgrExCZ10			Com-Indoor-CFLSCEAgrExCZ10			Com-Indoor-CFLSDGAgrExCZ10


			Exterior/None - Agricultural - 11			Agricultural			11			Exterior/None			Com-Indoor-CFL			Ex			Agr			CZ11			Wtd			PGE			1			1			0			0.6661			2710			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAgrExCZ11			Com-Indoor-CFLSCEAgrExCZ11			Com-Indoor-CFLSDGAgrExCZ11


			Exterior/None - Agricultural - 12			Agricultural			12			Exterior/None			Com-Indoor-CFL			Ex			Agr			CZ12			Wtd			PGE			1			1			0			0.6661			2710			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAgrExCZ12			Com-Indoor-CFLSCEAgrExCZ12			Com-Indoor-CFLSDGAgrExCZ12


			Exterior/None - Agricultural - 13			Agricultural			13			Exterior/None			Com-Indoor-CFL			Ex			Agr			CZ13			Wtd			PGE			1			1			0			0.6661			2710			SCE			1			1			0			0.6661			2710			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAgrExCZ13			Com-Indoor-CFLSCEAgrExCZ13			Com-Indoor-CFLSDGAgrExCZ13


			Exterior/None - Agricultural - 14			Agricultural			14			Exterior/None			Com-Indoor-CFL			Ex			Agr			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.6661			2710			SDG			1			1			0			0.6661			2710									Com-Indoor-CFLPGEAgrExCZ14			Com-Indoor-CFLSCEAgrExCZ14			Com-Indoor-CFLSDGAgrExCZ14


			Exterior/None - Agricultural - 15			Agricultural			15			Exterior/None			Com-Indoor-CFL			Ex			Agr			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.6661			2710			SDG			1			1			0			0.6661			2710									Com-Indoor-CFLPGEAgrExCZ15			Com-Indoor-CFLSCEAgrExCZ15			Com-Indoor-CFLSDGAgrExCZ15


			Exterior/None - Agricultural - 16			Agricultural			16			Exterior/None			Com-Indoor-CFL			Ex			Agr			CZ16			Wtd			PGE			1			1			0			0.6661			2710			SCE			1			1			0			0.6661			2710			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAgrExCZ16			Com-Indoor-CFLSCEAgrExCZ16			Com-Indoor-CFLSDGAgrExCZ16


			Exterior/None - Agricultural - 17			Agricultural			17			Exterior/None			Com-Indoor-CFL			Ex			Agr			IOU			Wtd			PGE			1			1			0			0.6661			2710			SCE			1			1			0			0.6661			2710			SDG			1			1			0			0.6661			2710									Com-Indoor-CFLPGEAgrExIOU			Com-Indoor-CFLSCEAgrExIOU			Com-Indoor-CFLSDGAgrExIOU


			Exterior/None - Assembly - 01			Assembly			01			Exterior/None			Com-Indoor-CFL			Ex			Asm			CZ01			Wtd			PGE			1			1			0			0.409			2300			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAsmExCZ01			Com-Indoor-CFLSCEAsmExCZ01			Com-Indoor-CFLSDGAsmExCZ01


			Exterior/None - Assembly - 02			Assembly			02			Exterior/None			Com-Indoor-CFL			Ex			Asm			CZ02			Wtd			PGE			1			1			0			0.409			2300			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAsmExCZ02			Com-Indoor-CFLSCEAsmExCZ02			Com-Indoor-CFLSDGAsmExCZ02


			Exterior/None - Assembly - 03			Assembly			03			Exterior/None			Com-Indoor-CFL			Ex			Asm			CZ03			Wtd			PGE			1			1			0			0.409			2300			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAsmExCZ03			Com-Indoor-CFLSCEAsmExCZ03			Com-Indoor-CFLSDGAsmExCZ03


			Exterior/None - Assembly - 04			Assembly			04			Exterior/None			Com-Indoor-CFL			Ex			Asm			CZ04			Wtd			PGE			1			1			0			0.409			2300			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAsmExCZ04			Com-Indoor-CFLSCEAsmExCZ04			Com-Indoor-CFLSDGAsmExCZ04


			Exterior/None - Assembly - 05			Assembly			05			Exterior/None			Com-Indoor-CFL			Ex			Asm			CZ05			Wtd			PGE			1			1			0			0.409			2300			SCE			1			1			0			0.409			2300			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAsmExCZ05			Com-Indoor-CFLSCEAsmExCZ05			Com-Indoor-CFLSDGAsmExCZ05


			Exterior/None - Assembly - 06			Assembly			06			Exterior/None			Com-Indoor-CFL			Ex			Asm			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.409			2300			SDG			1			1			0			0.409			2300									Com-Indoor-CFLPGEAsmExCZ06			Com-Indoor-CFLSCEAsmExCZ06			Com-Indoor-CFLSDGAsmExCZ06


			Exterior/None - Assembly - 07			Assembly			07			Exterior/None			Com-Indoor-CFL			Ex			Asm			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.409			2300									Com-Indoor-CFLPGEAsmExCZ07			Com-Indoor-CFLSCEAsmExCZ07			Com-Indoor-CFLSDGAsmExCZ07


			Exterior/None - Assembly - 08			Assembly			08			Exterior/None			Com-Indoor-CFL			Ex			Asm			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.409			2300			SDG			1			1			0			0.409			2300									Com-Indoor-CFLPGEAsmExCZ08			Com-Indoor-CFLSCEAsmExCZ08			Com-Indoor-CFLSDGAsmExCZ08


			Exterior/None - Assembly - 09			Assembly			09			Exterior/None			Com-Indoor-CFL			Ex			Asm			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.409			2300			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAsmExCZ09			Com-Indoor-CFLSCEAsmExCZ09			Com-Indoor-CFLSDGAsmExCZ09


			Exterior/None - Assembly - 10			Assembly			10			Exterior/None			Com-Indoor-CFL			Ex			Asm			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.409			2300			SDG			1			1			0			0.409			2300									Com-Indoor-CFLPGEAsmExCZ10			Com-Indoor-CFLSCEAsmExCZ10			Com-Indoor-CFLSDGAsmExCZ10


			Exterior/None - Assembly - 11			Assembly			11			Exterior/None			Com-Indoor-CFL			Ex			Asm			CZ11			Wtd			PGE			1			1			0			0.409			2300			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAsmExCZ11			Com-Indoor-CFLSCEAsmExCZ11			Com-Indoor-CFLSDGAsmExCZ11


			Exterior/None - Assembly - 12			Assembly			12			Exterior/None			Com-Indoor-CFL			Ex			Asm			CZ12			Wtd			PGE			1			1			0			0.409			2300			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAsmExCZ12			Com-Indoor-CFLSCEAsmExCZ12			Com-Indoor-CFLSDGAsmExCZ12


			Exterior/None - Assembly - 13			Assembly			13			Exterior/None			Com-Indoor-CFL			Ex			Asm			CZ13			Wtd			PGE			1			1			0			0.409			2300			SCE			1			1			0			0.409			2300			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAsmExCZ13			Com-Indoor-CFLSCEAsmExCZ13			Com-Indoor-CFLSDGAsmExCZ13


			Exterior/None - Assembly - 14			Assembly			14			Exterior/None			Com-Indoor-CFL			Ex			Asm			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.409			2300			SDG			1			1			0			0.409			2300									Com-Indoor-CFLPGEAsmExCZ14			Com-Indoor-CFLSCEAsmExCZ14			Com-Indoor-CFLSDGAsmExCZ14


			Exterior/None - Assembly - 15			Assembly			15			Exterior/None			Com-Indoor-CFL			Ex			Asm			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.409			2300			SDG			1			1			0			0.409			2300									Com-Indoor-CFLPGEAsmExCZ15			Com-Indoor-CFLSCEAsmExCZ15			Com-Indoor-CFLSDGAsmExCZ15


			Exterior/None - Assembly - 16			Assembly			16			Exterior/None			Com-Indoor-CFL			Ex			Asm			CZ16			Wtd			PGE			1			1			0			0.409			2300			SCE			1			1			0			0.409			2300			SDG			1			1			0			0			0									Com-Indoor-CFLPGEAsmExCZ16			Com-Indoor-CFLSCEAsmExCZ16			Com-Indoor-CFLSDGAsmExCZ16


			Exterior/None - Assembly - 17			Assembly			17			Exterior/None			Com-Indoor-CFL			Ex			Asm			IOU			Wtd			PGE			1			1			0			0.409			2300			SCE			1			1			0			0.409			2300			SDG			1			1			0			0.409			2300									Com-Indoor-CFLPGEAsmExIOU			Com-Indoor-CFLSCEAsmExIOU			Com-Indoor-CFLSDGAsmExIOU


			Exterior/None - Education - Community College - 01			Education - Community College			01			Exterior/None			Com-Indoor-CFL			Ex			ECC			CZ01			Wtd			PGE			1			1			0			0.647			2420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEECCExCZ01			Com-Indoor-CFLSCEECCExCZ01			Com-Indoor-CFLSDGECCExCZ01


			Exterior/None - Education - Community College - 02			Education - Community College			02			Exterior/None			Com-Indoor-CFL			Ex			ECC			CZ02			Wtd			PGE			1			1			0			0.42			2420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEECCExCZ02			Com-Indoor-CFLSCEECCExCZ02			Com-Indoor-CFLSDGECCExCZ02


			Exterior/None - Education - Community College - 03			Education - Community College			03			Exterior/None			Com-Indoor-CFL			Ex			ECC			CZ03			Wtd			PGE			1			1			0			0.487			2420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEECCExCZ03			Com-Indoor-CFLSCEECCExCZ03			Com-Indoor-CFLSDGECCExCZ03


			Exterior/None - Education - Community College - 04			Education - Community College			04			Exterior/None			Com-Indoor-CFL			Ex			ECC			CZ04			Wtd			PGE			1			1			0			0.487			2420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEECCExCZ04			Com-Indoor-CFLSCEECCExCZ04			Com-Indoor-CFLSDGECCExCZ04


			Exterior/None - Education - Community College - 05			Education - Community College			05			Exterior/None			Com-Indoor-CFL			Ex			ECC			CZ05			Wtd			PGE			1			1			0			0.806			2420			SCE			1			1			0			0.806			2420			SDG			1			1			0			0			0									Com-Indoor-CFLPGEECCExCZ05			Com-Indoor-CFLSCEECCExCZ05			Com-Indoor-CFLSDGECCExCZ05


			Exterior/None - Education - Community College - 06			Education - Community College			06			Exterior/None			Com-Indoor-CFL			Ex			ECC			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.487			2420			SDG			1			1			0			0.487			2420									Com-Indoor-CFLPGEECCExCZ06			Com-Indoor-CFLSCEECCExCZ06			Com-Indoor-CFLSDGECCExCZ06


			Exterior/None - Education - Community College - 07			Education - Community College			07			Exterior/None			Com-Indoor-CFL			Ex			ECC			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.806			2420									Com-Indoor-CFLPGEECCExCZ07			Com-Indoor-CFLSCEECCExCZ07			Com-Indoor-CFLSDGECCExCZ07


			Exterior/None - Education - Community College - 08			Education - Community College			08			Exterior/None			Com-Indoor-CFL			Ex			ECC			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.806			2420			SDG			1			1			0			0.806			2420									Com-Indoor-CFLPGEECCExCZ08			Com-Indoor-CFLSCEECCExCZ08			Com-Indoor-CFLSDGECCExCZ08


			Exterior/None - Education - Community College - 09			Education - Community College			09			Exterior/None			Com-Indoor-CFL			Ex			ECC			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.487			2420			SDG			1			1			0			0			0									Com-Indoor-CFLPGEECCExCZ09			Com-Indoor-CFLSCEECCExCZ09			Com-Indoor-CFLSDGECCExCZ09


			Exterior/None - Education - Community College - 10			Education - Community College			10			Exterior/None			Com-Indoor-CFL			Ex			ECC			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.487			2420			SDG			1			1			0			0.487			2420									Com-Indoor-CFLPGEECCExCZ10			Com-Indoor-CFLSCEECCExCZ10			Com-Indoor-CFLSDGECCExCZ10


			Exterior/None - Education - Community College - 11			Education - Community College			11			Exterior/None			Com-Indoor-CFL			Ex			ECC			CZ11			Wtd			PGE			1			1			0			0.487			2420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEECCExCZ11			Com-Indoor-CFLSCEECCExCZ11			Com-Indoor-CFLSDGECCExCZ11


			Exterior/None - Education - Community College - 12			Education - Community College			12			Exterior/None			Com-Indoor-CFL			Ex			ECC			CZ12			Wtd			PGE			1			1			0			0.487			2420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEECCExCZ12			Com-Indoor-CFLSCEECCExCZ12			Com-Indoor-CFLSDGECCExCZ12


			Exterior/None - Education - Community College - 13			Education - Community College			13			Exterior/None			Com-Indoor-CFL			Ex			ECC			CZ13			Wtd			PGE			1			1			0			0.022			2420			SCE			1			1			0			0.022			2420			SDG			1			1			0			0			0									Com-Indoor-CFLPGEECCExCZ13			Com-Indoor-CFLSCEECCExCZ13			Com-Indoor-CFLSDGECCExCZ13


			Exterior/None - Education - Community College - 14			Education - Community College			14			Exterior/None			Com-Indoor-CFL			Ex			ECC			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.487			2420			SDG			1			1			0			0.487			2420									Com-Indoor-CFLPGEECCExCZ14			Com-Indoor-CFLSCEECCExCZ14			Com-Indoor-CFLSDGECCExCZ14


			Exterior/None - Education - Community College - 15			Education - Community College			15			Exterior/None			Com-Indoor-CFL			Ex			ECC			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.487			2420			SDG			1			1			0			0			0									Com-Indoor-CFLPGEECCExCZ15			Com-Indoor-CFLSCEECCExCZ15			Com-Indoor-CFLSDGECCExCZ15


			Exterior/None - Education - Community College - 16			Education - Community College			16			Exterior/None			Com-Indoor-CFL			Ex			ECC			CZ16			Wtd			PGE			1			1			0			0.487			2420			SCE			1			1			0			0.487			2420			SDG			1			1			0			0			0									Com-Indoor-CFLPGEECCExCZ16			Com-Indoor-CFLSCEECCExCZ16			Com-Indoor-CFLSDGECCExCZ16


			Exterior/None - Education - Community College - 17			Education - Community College			17			Exterior/None			Com-Indoor-CFL			Ex			ECC			IOU			Wtd			PGE			1			1			0			0.445			2420			SCE			1			1			0			0.601			2420			SDG			1			1			0			0.728			2420									Com-Indoor-CFLPGEECCExIOU			Com-Indoor-CFLSCEECCExIOU			Com-Indoor-CFLSDGECCExIOU


			Exterior/None - Education - Primary School - 01			Education - Primary School			01			Exterior/None			Com-Indoor-CFL			Ex			EPr			CZ01			Wtd			PGE			1			1			0			0.63			2240			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEPrExCZ01			Com-Indoor-CFLSCEEPrExCZ01			Com-Indoor-CFLSDGEPrExCZ01


			Exterior/None - Education - Primary School - 02			Education - Primary School			02			Exterior/None			Com-Indoor-CFL			Ex			EPr			CZ02			Wtd			PGE			1			1			0			0.02			2240			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEPrExCZ02			Com-Indoor-CFLSCEEPrExCZ02			Com-Indoor-CFLSDGEPrExCZ02


			Exterior/None - Education - Primary School - 03			Education - Primary School			03			Exterior/None			Com-Indoor-CFL			Ex			EPr			CZ03			Wtd			PGE			1			1			0			0.02			2240			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEPrExCZ03			Com-Indoor-CFLSCEEPrExCZ03			Com-Indoor-CFLSDGEPrExCZ03


			Exterior/None - Education - Primary School - 04			Education - Primary School			04			Exterior/None			Com-Indoor-CFL			Ex			EPr			CZ04			Wtd			PGE			1			1			0			0.02			2240			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEPrExCZ04			Com-Indoor-CFLSCEEPrExCZ04			Com-Indoor-CFLSDGEPrExCZ04


			Exterior/None - Education - Primary School - 05			Education - Primary School			05			Exterior/None			Com-Indoor-CFL			Ex			EPr			CZ05			Wtd			PGE			1			1			0			0.617			2240			SCE			1			1			0			0.617			2240			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEPrExCZ05			Com-Indoor-CFLSCEEPrExCZ05			Com-Indoor-CFLSDGEPrExCZ05


			Exterior/None - Education - Primary School - 06			Education - Primary School			06			Exterior/None			Com-Indoor-CFL			Ex			EPr			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2240			SDG			1			1			0			0.02			2240									Com-Indoor-CFLPGEEPrExCZ06			Com-Indoor-CFLSCEEPrExCZ06			Com-Indoor-CFLSDGEPrExCZ06


			Exterior/None - Education - Primary School - 07			Education - Primary School			07			Exterior/None			Com-Indoor-CFL			Ex			EPr			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.617			2240									Com-Indoor-CFLPGEEPrExCZ07			Com-Indoor-CFLSCEEPrExCZ07			Com-Indoor-CFLSDGEPrExCZ07


			Exterior/None - Education - Primary School - 08			Education - Primary School			08			Exterior/None			Com-Indoor-CFL			Ex			EPr			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.617			2240			SDG			1			1			0			0.617			2240									Com-Indoor-CFLPGEEPrExCZ08			Com-Indoor-CFLSCEEPrExCZ08			Com-Indoor-CFLSDGEPrExCZ08


			Exterior/None - Education - Primary School - 09			Education - Primary School			09			Exterior/None			Com-Indoor-CFL			Ex			EPr			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2240			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEPrExCZ09			Com-Indoor-CFLSCEEPrExCZ09			Com-Indoor-CFLSDGEPrExCZ09


			Exterior/None - Education - Primary School - 10			Education - Primary School			10			Exterior/None			Com-Indoor-CFL			Ex			EPr			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2240			SDG			1			1			0			0.02			2240									Com-Indoor-CFLPGEEPrExCZ10			Com-Indoor-CFLSCEEPrExCZ10			Com-Indoor-CFLSDGEPrExCZ10


			Exterior/None - Education - Primary School - 11			Education - Primary School			11			Exterior/None			Com-Indoor-CFL			Ex			EPr			CZ11			Wtd			PGE			1			1			0			0.02			2240			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEPrExCZ11			Com-Indoor-CFLSCEEPrExCZ11			Com-Indoor-CFLSDGEPrExCZ11


			Exterior/None - Education - Primary School - 12			Education - Primary School			12			Exterior/None			Com-Indoor-CFL			Ex			EPr			CZ12			Wtd			PGE			1			1			0			0.02			2240			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEPrExCZ12			Com-Indoor-CFLSCEEPrExCZ12			Com-Indoor-CFLSDGEPrExCZ12


			Exterior/None - Education - Primary School - 13			Education - Primary School			13			Exterior/None			Com-Indoor-CFL			Ex			EPr			CZ13			Wtd			PGE			1			1			0			0.02			2240			SCE			1			1			0			0.02			2240			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEPrExCZ13			Com-Indoor-CFLSCEEPrExCZ13			Com-Indoor-CFLSDGEPrExCZ13


			Exterior/None - Education - Primary School - 14			Education - Primary School			14			Exterior/None			Com-Indoor-CFL			Ex			EPr			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2240			SDG			1			1			0			0.02			2240									Com-Indoor-CFLPGEEPrExCZ14			Com-Indoor-CFLSCEEPrExCZ14			Com-Indoor-CFLSDGEPrExCZ14


			Exterior/None - Education - Primary School - 15			Education - Primary School			15			Exterior/None			Com-Indoor-CFL			Ex			EPr			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2240			SDG			1			1			0			0.02			2240									Com-Indoor-CFLPGEEPrExCZ15			Com-Indoor-CFLSCEEPrExCZ15			Com-Indoor-CFLSDGEPrExCZ15


			Exterior/None - Education - Primary School - 16			Education - Primary School			16			Exterior/None			Com-Indoor-CFL			Ex			EPr			CZ16			Wtd			PGE			1			1			0			0.02			2240			SCE			1			1			0			0.02			2240			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEPrExCZ16			Com-Indoor-CFLSCEEPrExCZ16			Com-Indoor-CFLSDGEPrExCZ16


			Exterior/None - Education - Primary School - 17			Education - Primary School			17			Exterior/None			Com-Indoor-CFL			Ex			EPr			IOU			Wtd			PGE			1			1			0			0.0382			2240			SCE			1			1			0			0.208			2240			SDG			1			1			0			0.387			2240									Com-Indoor-CFLPGEEPrExIOU			Com-Indoor-CFLSCEEPrExIOU			Com-Indoor-CFLSDGEPrExIOU


			Exterior/None - Education - Relocatable Classroom - 01			Education - Relocatable Classroom			01			Exterior/None			Com-Indoor-CFL			Ex			ERC			CZ01			Wtd			PGE			1			1			0			0.728			2600			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEERCExCZ01			Com-Indoor-CFLSCEERCExCZ01			Com-Indoor-CFLSDGERCExCZ01


			Exterior/None - Education - Relocatable Classroom - 02			Education - Relocatable Classroom			02			Exterior/None			Com-Indoor-CFL			Ex			ERC			CZ02			Wtd			PGE			1			1			0			0.021			2600			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEERCExCZ02			Com-Indoor-CFLSCEERCExCZ02			Com-Indoor-CFLSDGERCExCZ02


			Exterior/None - Education - Relocatable Classroom - 03			Education - Relocatable Classroom			03			Exterior/None			Com-Indoor-CFL			Ex			ERC			CZ03			Wtd			PGE			1			1			0			0.02			2600			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEERCExCZ03			Com-Indoor-CFLSCEERCExCZ03			Com-Indoor-CFLSDGERCExCZ03


			Exterior/None - Education - Relocatable Classroom - 04			Education - Relocatable Classroom			04			Exterior/None			Com-Indoor-CFL			Ex			ERC			CZ04			Wtd			PGE			1			1			0			0.02			2600			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEERCExCZ04			Com-Indoor-CFLSCEERCExCZ04			Com-Indoor-CFLSDGERCExCZ04


			Exterior/None - Education - Relocatable Classroom - 05			Education - Relocatable Classroom			05			Exterior/None			Com-Indoor-CFL			Ex			ERC			CZ05			Wtd			PGE			1			1			0			0.702			2600			SCE			1			1			0			0.702			2600			SDG			1			1			0			0			0									Com-Indoor-CFLPGEERCExCZ05			Com-Indoor-CFLSCEERCExCZ05			Com-Indoor-CFLSDGERCExCZ05


			Exterior/None - Education - Relocatable Classroom - 06			Education - Relocatable Classroom			06			Exterior/None			Com-Indoor-CFL			Ex			ERC			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2600			SDG			1			1			0			0.02			2600									Com-Indoor-CFLPGEERCExCZ06			Com-Indoor-CFLSCEERCExCZ06			Com-Indoor-CFLSDGERCExCZ06


			Exterior/None - Education - Relocatable Classroom - 07			Education - Relocatable Classroom			07			Exterior/None			Com-Indoor-CFL			Ex			ERC			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.702			2600									Com-Indoor-CFLPGEERCExCZ07			Com-Indoor-CFLSCEERCExCZ07			Com-Indoor-CFLSDGERCExCZ07


			Exterior/None - Education - Relocatable Classroom - 08			Education - Relocatable Classroom			08			Exterior/None			Com-Indoor-CFL			Ex			ERC			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.702			2600			SDG			1			1			0			0.702			2600									Com-Indoor-CFLPGEERCExCZ08			Com-Indoor-CFLSCEERCExCZ08			Com-Indoor-CFLSDGERCExCZ08


			Exterior/None - Education - Relocatable Classroom - 09			Education - Relocatable Classroom			09			Exterior/None			Com-Indoor-CFL			Ex			ERC			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2600			SDG			1			1			0			0			0									Com-Indoor-CFLPGEERCExCZ09			Com-Indoor-CFLSCEERCExCZ09			Com-Indoor-CFLSDGERCExCZ09


			Exterior/None - Education - Relocatable Classroom - 10			Education - Relocatable Classroom			10			Exterior/None			Com-Indoor-CFL			Ex			ERC			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2600			SDG			1			1			0			0.02			2600									Com-Indoor-CFLPGEERCExCZ10			Com-Indoor-CFLSCEERCExCZ10			Com-Indoor-CFLSDGERCExCZ10


			Exterior/None - Education - Relocatable Classroom - 11			Education - Relocatable Classroom			11			Exterior/None			Com-Indoor-CFL			Ex			ERC			CZ11			Wtd			PGE			1			1			0			0.02			2600			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEERCExCZ11			Com-Indoor-CFLSCEERCExCZ11			Com-Indoor-CFLSDGERCExCZ11


			Exterior/None - Education - Relocatable Classroom - 12			Education - Relocatable Classroom			12			Exterior/None			Com-Indoor-CFL			Ex			ERC			CZ12			Wtd			PGE			1			1			0			0.02			2600			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEERCExCZ12			Com-Indoor-CFLSCEERCExCZ12			Com-Indoor-CFLSDGERCExCZ12


			Exterior/None - Education - Relocatable Classroom - 13			Education - Relocatable Classroom			13			Exterior/None			Com-Indoor-CFL			Ex			ERC			CZ13			Wtd			PGE			1			1			0			0.02			2600			SCE			1			1			0			0.02			2600			SDG			1			1			0			0			0									Com-Indoor-CFLPGEERCExCZ13			Com-Indoor-CFLSCEERCExCZ13			Com-Indoor-CFLSDGERCExCZ13


			Exterior/None - Education - Relocatable Classroom - 14			Education - Relocatable Classroom			14			Exterior/None			Com-Indoor-CFL			Ex			ERC			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2600			SDG			1			1			0			0.02			2600									Com-Indoor-CFLPGEERCExCZ14			Com-Indoor-CFLSCEERCExCZ14			Com-Indoor-CFLSDGERCExCZ14


			Exterior/None - Education - Relocatable Classroom - 15			Education - Relocatable Classroom			15			Exterior/None			Com-Indoor-CFL			Ex			ERC			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2600			SDG			1			1			0			0.02			2600									Com-Indoor-CFLPGEERCExCZ15			Com-Indoor-CFLSCEERCExCZ15			Com-Indoor-CFLSDGERCExCZ15


			Exterior/None - Education - Relocatable Classroom - 16			Education - Relocatable Classroom			16			Exterior/None			Com-Indoor-CFL			Ex			ERC			CZ16			Wtd			PGE			1			1			0			0.02			2600			SCE			1			1			0			0.02			2600			SDG			1			1			0			0			0									Com-Indoor-CFLPGEERCExCZ16			Com-Indoor-CFLSCEERCExCZ16			Com-Indoor-CFLSDGERCExCZ16


			Exterior/None - Education - Relocatable Classroom - 17			Education - Relocatable Classroom			17			Exterior/None			Com-Indoor-CFL			Ex			ERC			IOU			Wtd			PGE			1			1			0			0.0409			2600			SCE			1			1			0			0.235			2600			SDG			1			1			0			0.439			2600									Com-Indoor-CFLPGEERCExIOU			Com-Indoor-CFLSCEERCExIOU			Com-Indoor-CFLSDGERCExIOU


			Exterior/None - Education - Secondary School - 01			Education - Secondary School			01			Exterior/None			Com-Indoor-CFL			Ex			ESe			CZ01			Wtd			PGE			1			1			0			0.715			2330			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEESeExCZ01			Com-Indoor-CFLSCEESeExCZ01			Com-Indoor-CFLSDGESeExCZ01


			Exterior/None - Education - Secondary School - 02			Education - Secondary School			02			Exterior/None			Com-Indoor-CFL			Ex			ESe			CZ02			Wtd			PGE			1			1			0			0.02			2330			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEESeExCZ02			Com-Indoor-CFLSCEESeExCZ02			Com-Indoor-CFLSDGESeExCZ02


			Exterior/None - Education - Secondary School - 03			Education - Secondary School			03			Exterior/None			Com-Indoor-CFL			Ex			ESe			CZ03			Wtd			PGE			1			1			0			0.02			2330			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEESeExCZ03			Com-Indoor-CFLSCEESeExCZ03			Com-Indoor-CFLSDGESeExCZ03


			Exterior/None - Education - Secondary School - 04			Education - Secondary School			04			Exterior/None			Com-Indoor-CFL			Ex			ESe			CZ04			Wtd			PGE			1			1			0			0.02			2330			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEESeExCZ04			Com-Indoor-CFLSCEESeExCZ04			Com-Indoor-CFLSDGESeExCZ04


			Exterior/None - Education - Secondary School - 05			Education - Secondary School			05			Exterior/None			Com-Indoor-CFL			Ex			ESe			CZ05			Wtd			PGE			1			1			0			0.709			2330			SCE			1			1			0			0.709			2330			SDG			1			1			0			0			0									Com-Indoor-CFLPGEESeExCZ05			Com-Indoor-CFLSCEESeExCZ05			Com-Indoor-CFLSDGESeExCZ05


			Exterior/None - Education - Secondary School - 06			Education - Secondary School			06			Exterior/None			Com-Indoor-CFL			Ex			ESe			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2330			SDG			1			1			0			0.02			2330									Com-Indoor-CFLPGEESeExCZ06			Com-Indoor-CFLSCEESeExCZ06			Com-Indoor-CFLSDGESeExCZ06


			Exterior/None - Education - Secondary School - 07			Education - Secondary School			07			Exterior/None			Com-Indoor-CFL			Ex			ESe			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.709			2330									Com-Indoor-CFLPGEESeExCZ07			Com-Indoor-CFLSCEESeExCZ07			Com-Indoor-CFLSDGESeExCZ07


			Exterior/None - Education - Secondary School - 08			Education - Secondary School			08			Exterior/None			Com-Indoor-CFL			Ex			ESe			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.709			2330			SDG			1			1			0			0.709			2330									Com-Indoor-CFLPGEESeExCZ08			Com-Indoor-CFLSCEESeExCZ08			Com-Indoor-CFLSDGESeExCZ08


			Exterior/None - Education - Secondary School - 09			Education - Secondary School			09			Exterior/None			Com-Indoor-CFL			Ex			ESe			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2330			SDG			1			1			0			0			0									Com-Indoor-CFLPGEESeExCZ09			Com-Indoor-CFLSCEESeExCZ09			Com-Indoor-CFLSDGESeExCZ09


			Exterior/None - Education - Secondary School - 10			Education - Secondary School			10			Exterior/None			Com-Indoor-CFL			Ex			ESe			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2330			SDG			1			1			0			0.02			2330									Com-Indoor-CFLPGEESeExCZ10			Com-Indoor-CFLSCEESeExCZ10			Com-Indoor-CFLSDGESeExCZ10


			Exterior/None - Education - Secondary School - 11			Education - Secondary School			11			Exterior/None			Com-Indoor-CFL			Ex			ESe			CZ11			Wtd			PGE			1			1			0			0.02			2330			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEESeExCZ11			Com-Indoor-CFLSCEESeExCZ11			Com-Indoor-CFLSDGESeExCZ11


			Exterior/None - Education - Secondary School - 12			Education - Secondary School			12			Exterior/None			Com-Indoor-CFL			Ex			ESe			CZ12			Wtd			PGE			1			1			0			0.02			2330			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEESeExCZ12			Com-Indoor-CFLSCEESeExCZ12			Com-Indoor-CFLSDGESeExCZ12


			Exterior/None - Education - Secondary School - 13			Education - Secondary School			13			Exterior/None			Com-Indoor-CFL			Ex			ESe			CZ13			Wtd			PGE			1			1			0			0.02			2330			SCE			1			1			0			0.02			2330			SDG			1			1			0			0			0									Com-Indoor-CFLPGEESeExCZ13			Com-Indoor-CFLSCEESeExCZ13			Com-Indoor-CFLSDGESeExCZ13


			Exterior/None - Education - Secondary School - 14			Education - Secondary School			14			Exterior/None			Com-Indoor-CFL			Ex			ESe			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2330			SDG			1			1			0			0.02			2330									Com-Indoor-CFLPGEESeExCZ14			Com-Indoor-CFLSCEESeExCZ14			Com-Indoor-CFLSDGESeExCZ14


			Exterior/None - Education - Secondary School - 15			Education - Secondary School			15			Exterior/None			Com-Indoor-CFL			Ex			ESe			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2330			SDG			1			1			0			0.02			2330									Com-Indoor-CFLPGEESeExCZ15			Com-Indoor-CFLSCEESeExCZ15			Com-Indoor-CFLSDGESeExCZ15


			Exterior/None - Education - Secondary School - 16			Education - Secondary School			16			Exterior/None			Com-Indoor-CFL			Ex			ESe			CZ16			Wtd			PGE			1			1			0			0.02			2330			SCE			1			1			0			0.02			2330			SDG			1			1			0			0			0									Com-Indoor-CFLPGEESeExCZ16			Com-Indoor-CFLSCEESeExCZ16			Com-Indoor-CFLSDGESeExCZ16


			Exterior/None - Education - Secondary School - 17			Education - Secondary School			17			Exterior/None			Com-Indoor-CFL			Ex			ESe			IOU			Wtd			PGE			1			1			0			0.0409			2330			SCE			1			1			0			0.237			2330			SDG			1			1			0			0.443			2330									Com-Indoor-CFLPGEESeExIOU			Com-Indoor-CFLSCEESeExIOU			Com-Indoor-CFLSDGESeExIOU


			Exterior/None - Education - University - 01			Education - University			01			Exterior/None			Com-Indoor-CFL			Ex			EUn			CZ01			Wtd			PGE			1			1			0			0.669			2370			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEUnExCZ01			Com-Indoor-CFLSCEEUnExCZ01			Com-Indoor-CFLSDGEUnExCZ01


			Exterior/None - Education - University - 02			Education - University			02			Exterior/None			Com-Indoor-CFL			Ex			EUn			CZ02			Wtd			PGE			1			1			0			0.439			2370			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEUnExCZ02			Com-Indoor-CFLSCEEUnExCZ02			Com-Indoor-CFLSDGEUnExCZ02


			Exterior/None - Education - University - 03			Education - University			03			Exterior/None			Com-Indoor-CFL			Ex			EUn			CZ03			Wtd			PGE			1			1			0			0.439			2370			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEUnExCZ03			Com-Indoor-CFLSCEEUnExCZ03			Com-Indoor-CFLSDGEUnExCZ03


			Exterior/None - Education - University - 04			Education - University			04			Exterior/None			Com-Indoor-CFL			Ex			EUn			CZ04			Wtd			PGE			1			1			0			0.439			2370			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEUnExCZ04			Com-Indoor-CFLSCEEUnExCZ04			Com-Indoor-CFLSDGEUnExCZ04


			Exterior/None - Education - University - 05			Education - University			05			Exterior/None			Com-Indoor-CFL			Ex			EUn			CZ05			Wtd			PGE			1			1			0			0.72			2370			SCE			1			1			0			0.72			2370			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEUnExCZ05			Com-Indoor-CFLSCEEUnExCZ05			Com-Indoor-CFLSDGEUnExCZ05


			Exterior/None - Education - University - 06			Education - University			06			Exterior/None			Com-Indoor-CFL			Ex			EUn			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.439			2370			SDG			1			1			0			0.439			2370									Com-Indoor-CFLPGEEUnExCZ06			Com-Indoor-CFLSCEEUnExCZ06			Com-Indoor-CFLSDGEUnExCZ06


			Exterior/None - Education - University - 07			Education - University			07			Exterior/None			Com-Indoor-CFL			Ex			EUn			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.72			2370									Com-Indoor-CFLPGEEUnExCZ07			Com-Indoor-CFLSCEEUnExCZ07			Com-Indoor-CFLSDGEUnExCZ07


			Exterior/None - Education - University - 08			Education - University			08			Exterior/None			Com-Indoor-CFL			Ex			EUn			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.72			2370			SDG			1			1			0			0.72			2370									Com-Indoor-CFLPGEEUnExCZ08			Com-Indoor-CFLSCEEUnExCZ08			Com-Indoor-CFLSDGEUnExCZ08


			Exterior/None - Education - University - 09			Education - University			09			Exterior/None			Com-Indoor-CFL			Ex			EUn			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.439			2370			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEUnExCZ09			Com-Indoor-CFLSCEEUnExCZ09			Com-Indoor-CFLSDGEUnExCZ09


			Exterior/None - Education - University - 10			Education - University			10			Exterior/None			Com-Indoor-CFL			Ex			EUn			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.439			2370			SDG			1			1			0			0.439			2370									Com-Indoor-CFLPGEEUnExCZ10			Com-Indoor-CFLSCEEUnExCZ10			Com-Indoor-CFLSDGEUnExCZ10


			Exterior/None - Education - University - 11			Education - University			11			Exterior/None			Com-Indoor-CFL			Ex			EUn			CZ11			Wtd			PGE			1			1			0			0.439			2370			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEUnExCZ11			Com-Indoor-CFLSCEEUnExCZ11			Com-Indoor-CFLSDGEUnExCZ11


			Exterior/None - Education - University - 12			Education - University			12			Exterior/None			Com-Indoor-CFL			Ex			EUn			CZ12			Wtd			PGE			1			1			0			0.439			2370			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEUnExCZ12			Com-Indoor-CFLSCEEUnExCZ12			Com-Indoor-CFLSDGEUnExCZ12


			Exterior/None - Education - University - 13			Education - University			13			Exterior/None			Com-Indoor-CFL			Ex			EUn			CZ13			Wtd			PGE			1			1			0			0.034			2370			SCE			1			1			0			0.034			2370			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEUnExCZ13			Com-Indoor-CFLSCEEUnExCZ13			Com-Indoor-CFLSDGEUnExCZ13


			Exterior/None - Education - University - 14			Education - University			14			Exterior/None			Com-Indoor-CFL			Ex			EUn			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.439			2370			SDG			1			1			0			0.439			2370									Com-Indoor-CFLPGEEUnExCZ14			Com-Indoor-CFLSCEEUnExCZ14			Com-Indoor-CFLSDGEUnExCZ14


			Exterior/None - Education - University - 15			Education - University			15			Exterior/None			Com-Indoor-CFL			Ex			EUn			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.439			2370			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEUnExCZ15			Com-Indoor-CFLSCEEUnExCZ15			Com-Indoor-CFLSDGEUnExCZ15


			Exterior/None - Education - University - 16			Education - University			16			Exterior/None			Com-Indoor-CFL			Ex			EUn			CZ16			Wtd			PGE			1			1			0			0.439			2370			SCE			1			1			0			0.439			2370			SDG			1			1			0			0			0									Com-Indoor-CFLPGEEUnExCZ16			Com-Indoor-CFLSCEEUnExCZ16			Com-Indoor-CFLSDGEUnExCZ16


			Exterior/None - Education - University - 17			Education - University			17			Exterior/None			Com-Indoor-CFL			Ex			EUn			IOU			Wtd			PGE			1			1			0			0.41			2370			SCE			1			1			0			0.54			2370			SDG			1			1			0			0.651			2370									Com-Indoor-CFLPGEEUnExIOU			Com-Indoor-CFLSCEEUnExIOU			Com-Indoor-CFLSDGEUnExIOU


			Exterior/None - Food Store - 01			Food Store			01			Exterior/None			Com-Indoor-CFL			Ex			Fst			CZ01			Wtd			PGE			1			1			0			0.5975			3950			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEFstExCZ01			Com-Indoor-CFLSCEFstExCZ01			Com-Indoor-CFLSDGFstExCZ01


			Exterior/None - Food Store - 02			Food Store			02			Exterior/None			Com-Indoor-CFL			Ex			Fst			CZ02			Wtd			PGE			1			1			0			0.5975			3950			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEFstExCZ02			Com-Indoor-CFLSCEFstExCZ02			Com-Indoor-CFLSDGFstExCZ02


			Exterior/None - Food Store - 03			Food Store			03			Exterior/None			Com-Indoor-CFL			Ex			Fst			CZ03			Wtd			PGE			1			1			0			0.5975			3950			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEFstExCZ03			Com-Indoor-CFLSCEFstExCZ03			Com-Indoor-CFLSDGFstExCZ03


			Exterior/None - Food Store - 04			Food Store			04			Exterior/None			Com-Indoor-CFL			Ex			Fst			CZ04			Wtd			PGE			1			1			0			0.5975			3950			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEFstExCZ04			Com-Indoor-CFLSCEFstExCZ04			Com-Indoor-CFLSDGFstExCZ04


			Exterior/None - Food Store - 05			Food Store			05			Exterior/None			Com-Indoor-CFL			Ex			Fst			CZ05			Wtd			PGE			1			1			0			0.5975			3950			SCE			1			1			0			0.5975			3950			SDG			1			1			0			0			0									Com-Indoor-CFLPGEFstExCZ05			Com-Indoor-CFLSCEFstExCZ05			Com-Indoor-CFLSDGFstExCZ05


			Exterior/None - Food Store - 06			Food Store			06			Exterior/None			Com-Indoor-CFL			Ex			Fst			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.5975			3950			SDG			1			1			0			0.5975			3950									Com-Indoor-CFLPGEFstExCZ06			Com-Indoor-CFLSCEFstExCZ06			Com-Indoor-CFLSDGFstExCZ06


			Exterior/None - Food Store - 07			Food Store			07			Exterior/None			Com-Indoor-CFL			Ex			Fst			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.5975			3950									Com-Indoor-CFLPGEFstExCZ07			Com-Indoor-CFLSCEFstExCZ07			Com-Indoor-CFLSDGFstExCZ07


			Exterior/None - Food Store - 08			Food Store			08			Exterior/None			Com-Indoor-CFL			Ex			Fst			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.5975			3950			SDG			1			1			0			0.5975			3950									Com-Indoor-CFLPGEFstExCZ08			Com-Indoor-CFLSCEFstExCZ08			Com-Indoor-CFLSDGFstExCZ08


			Exterior/None - Food Store - 09			Food Store			09			Exterior/None			Com-Indoor-CFL			Ex			Fst			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.5975			3950			SDG			1			1			0			0			0									Com-Indoor-CFLPGEFstExCZ09			Com-Indoor-CFLSCEFstExCZ09			Com-Indoor-CFLSDGFstExCZ09


			Exterior/None - Food Store - 10			Food Store			10			Exterior/None			Com-Indoor-CFL			Ex			Fst			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.5975			3950			SDG			1			1			0			0.5975			3950									Com-Indoor-CFLPGEFstExCZ10			Com-Indoor-CFLSCEFstExCZ10			Com-Indoor-CFLSDGFstExCZ10


			Exterior/None - Food Store - 11			Food Store			11			Exterior/None			Com-Indoor-CFL			Ex			Fst			CZ11			Wtd			PGE			1			1			0			0.5975			3950			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEFstExCZ11			Com-Indoor-CFLSCEFstExCZ11			Com-Indoor-CFLSDGFstExCZ11


			Exterior/None - Food Store - 12			Food Store			12			Exterior/None			Com-Indoor-CFL			Ex			Fst			CZ12			Wtd			PGE			1			1			0			0.5975			3950			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEFstExCZ12			Com-Indoor-CFLSCEFstExCZ12			Com-Indoor-CFLSDGFstExCZ12


			Exterior/None - Food Store - 13			Food Store			13			Exterior/None			Com-Indoor-CFL			Ex			Fst			CZ13			Wtd			PGE			1			1			0			0.5975			3950			SCE			1			1			0			0.5975			3950			SDG			1			1			0			0			0									Com-Indoor-CFLPGEFstExCZ13			Com-Indoor-CFLSCEFstExCZ13			Com-Indoor-CFLSDGFstExCZ13


			Exterior/None - Food Store - 14			Food Store			14			Exterior/None			Com-Indoor-CFL			Ex			Fst			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.5975			3950			SDG			1			1			0			0.5975			3950									Com-Indoor-CFLPGEFstExCZ14			Com-Indoor-CFLSCEFstExCZ14			Com-Indoor-CFLSDGFstExCZ14


			Exterior/None - Food Store - 15			Food Store			15			Exterior/None			Com-Indoor-CFL			Ex			Fst			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.5975			3950			SDG			1			1			0			0.5975			3950									Com-Indoor-CFLPGEFstExCZ15			Com-Indoor-CFLSCEFstExCZ15			Com-Indoor-CFLSDGFstExCZ15


			Exterior/None - Food Store - 16			Food Store			16			Exterior/None			Com-Indoor-CFL			Ex			Fst			CZ16			Wtd			PGE			1			1			0			0.5975			3950			SCE			1			1			0			0.5975			3950			SDG			1			1			0			0			0									Com-Indoor-CFLPGEFstExCZ16			Com-Indoor-CFLSCEFstExCZ16			Com-Indoor-CFLSDGFstExCZ16


			Exterior/None - Food Store - 17			Food Store			17			Exterior/None			Com-Indoor-CFL			Ex			Fst			IOU			Wtd			PGE			1			1			0			0.5975			3950			SCE			1			1			0			0.5975			3950			SDG			1			1			0			0.5975			3950									Com-Indoor-CFLPGEFstExIOU			Com-Indoor-CFLSCEFstExIOU			Com-Indoor-CFLSDGFstExIOU


			Exterior/None - Grocery - 01			Grocery			01			Exterior/None			Com-Indoor-CFL			Ex			Gro			CZ01			Wtd			PGE			1			1			0			0.495			3890			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGroExCZ01			Com-Indoor-CFLSCEGroExCZ01			Com-Indoor-CFLSDGGroExCZ01


			Exterior/None - Grocery - 02			Grocery			02			Exterior/None			Com-Indoor-CFL			Ex			Gro			CZ02			Wtd			PGE			1			1			0			0.495			3890			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGroExCZ02			Com-Indoor-CFLSCEGroExCZ02			Com-Indoor-CFLSDGGroExCZ02


			Exterior/None - Grocery - 03			Grocery			03			Exterior/None			Com-Indoor-CFL			Ex			Gro			CZ03			Wtd			PGE			1			1			0			0.495			3890			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGroExCZ03			Com-Indoor-CFLSCEGroExCZ03			Com-Indoor-CFLSDGGroExCZ03


			Exterior/None - Grocery - 04			Grocery			04			Exterior/None			Com-Indoor-CFL			Ex			Gro			CZ04			Wtd			PGE			1			1			0			0.495			3890			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGroExCZ04			Com-Indoor-CFLSCEGroExCZ04			Com-Indoor-CFLSDGGroExCZ04


			Exterior/None - Grocery - 05			Grocery			05			Exterior/None			Com-Indoor-CFL			Ex			Gro			CZ05			Wtd			PGE			1			1			0			0.495			3890			SCE			1			1			0			0.495			3890			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGroExCZ05			Com-Indoor-CFLSCEGroExCZ05			Com-Indoor-CFLSDGGroExCZ05


			Exterior/None - Grocery - 06			Grocery			06			Exterior/None			Com-Indoor-CFL			Ex			Gro			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.495			3890			SDG			1			1			0			0.495			3890									Com-Indoor-CFLPGEGroExCZ06			Com-Indoor-CFLSCEGroExCZ06			Com-Indoor-CFLSDGGroExCZ06


			Exterior/None - Grocery - 07			Grocery			07			Exterior/None			Com-Indoor-CFL			Ex			Gro			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.495			3890									Com-Indoor-CFLPGEGroExCZ07			Com-Indoor-CFLSCEGroExCZ07			Com-Indoor-CFLSDGGroExCZ07


			Exterior/None - Grocery - 08			Grocery			08			Exterior/None			Com-Indoor-CFL			Ex			Gro			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.495			3890			SDG			1			1			0			0.495			3890									Com-Indoor-CFLPGEGroExCZ08			Com-Indoor-CFLSCEGroExCZ08			Com-Indoor-CFLSDGGroExCZ08


			Exterior/None - Grocery - 09			Grocery			09			Exterior/None			Com-Indoor-CFL			Ex			Gro			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.495			3890			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGroExCZ09			Com-Indoor-CFLSCEGroExCZ09			Com-Indoor-CFLSDGGroExCZ09


			Exterior/None - Grocery - 10			Grocery			10			Exterior/None			Com-Indoor-CFL			Ex			Gro			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.495			3890			SDG			1			1			0			0.495			3890									Com-Indoor-CFLPGEGroExCZ10			Com-Indoor-CFLSCEGroExCZ10			Com-Indoor-CFLSDGGroExCZ10


			Exterior/None - Grocery - 11			Grocery			11			Exterior/None			Com-Indoor-CFL			Ex			Gro			CZ11			Wtd			PGE			1			1			0			0.495			3890			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGroExCZ11			Com-Indoor-CFLSCEGroExCZ11			Com-Indoor-CFLSDGGroExCZ11


			Exterior/None - Grocery - 12			Grocery			12			Exterior/None			Com-Indoor-CFL			Ex			Gro			CZ12			Wtd			PGE			1			1			0			0.495			3890			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGroExCZ12			Com-Indoor-CFLSCEGroExCZ12			Com-Indoor-CFLSDGGroExCZ12


			Exterior/None - Grocery - 13			Grocery			13			Exterior/None			Com-Indoor-CFL			Ex			Gro			CZ13			Wtd			PGE			1			1			0			0.495			3890			SCE			1			1			0			0.495			3890			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGroExCZ13			Com-Indoor-CFLSCEGroExCZ13			Com-Indoor-CFLSDGGroExCZ13


			Exterior/None - Grocery - 14			Grocery			14			Exterior/None			Com-Indoor-CFL			Ex			Gro			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.495			3890			SDG			1			1			0			0.495			3890									Com-Indoor-CFLPGEGroExCZ14			Com-Indoor-CFLSCEGroExCZ14			Com-Indoor-CFLSDGGroExCZ14


			Exterior/None - Grocery - 15			Grocery			15			Exterior/None			Com-Indoor-CFL			Ex			Gro			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.495			3890			SDG			1			1			0			0.495			3890									Com-Indoor-CFLPGEGroExCZ15			Com-Indoor-CFLSCEGroExCZ15			Com-Indoor-CFLSDGGroExCZ15


			Exterior/None - Grocery - 16			Grocery			16			Exterior/None			Com-Indoor-CFL			Ex			Gro			CZ16			Wtd			PGE			1			1			0			0.495			3890			SCE			1			1			0			0.495			3890			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGroExCZ16			Com-Indoor-CFLSCEGroExCZ16			Com-Indoor-CFLSDGGroExCZ16


			Exterior/None - Grocery - 17			Grocery			17			Exterior/None			Com-Indoor-CFL			Ex			Gro			IOU			Wtd			PGE			1			1			0			0.495			3890			SCE			1			1			0			0.495			3890			SDG			1			1			0			0.495			3890									Com-Indoor-CFLPGEGroExIOU			Com-Indoor-CFLSCEGroExIOU			Com-Indoor-CFLSDGGroExIOU


			Exterior/None - Health/Medical - Clinic - 01			Health/Medical - Clinic			01			Exterior/None			Com-Indoor-CFL			Ex			Cli			CZ01			Wtd			PGE			1			1			0			0.6215			3275			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGECliExCZ01			Com-Indoor-CFLSCECliExCZ01			Com-Indoor-CFLSDGCliExCZ01


			Exterior/None - Health/Medical - Clinic - 02			Health/Medical - Clinic			02			Exterior/None			Com-Indoor-CFL			Ex			Cli			CZ02			Wtd			PGE			1			1			0			0.6215			3275			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGECliExCZ02			Com-Indoor-CFLSCECliExCZ02			Com-Indoor-CFLSDGCliExCZ02


			Exterior/None - Health/Medical - Clinic - 03			Health/Medical - Clinic			03			Exterior/None			Com-Indoor-CFL			Ex			Cli			CZ03			Wtd			PGE			1			1			0			0.6215			3275			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGECliExCZ03			Com-Indoor-CFLSCECliExCZ03			Com-Indoor-CFLSDGCliExCZ03


			Exterior/None - Health/Medical - Clinic - 04			Health/Medical - Clinic			04			Exterior/None			Com-Indoor-CFL			Ex			Cli			CZ04			Wtd			PGE			1			1			0			0.6215			3275			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGECliExCZ04			Com-Indoor-CFLSCECliExCZ04			Com-Indoor-CFLSDGCliExCZ04


			Exterior/None - Health/Medical - Clinic - 05			Health/Medical - Clinic			05			Exterior/None			Com-Indoor-CFL			Ex			Cli			CZ05			Wtd			PGE			1			1			0			0.6215			3275			SCE			1			1			0			0.6215			3275			SDG			1			1			0			0			0									Com-Indoor-CFLPGECliExCZ05			Com-Indoor-CFLSCECliExCZ05			Com-Indoor-CFLSDGCliExCZ05


			Exterior/None - Health/Medical - Clinic - 06			Health/Medical - Clinic			06			Exterior/None			Com-Indoor-CFL			Ex			Cli			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.6215			3275			SDG			1			1			0			0.6215			3275									Com-Indoor-CFLPGECliExCZ06			Com-Indoor-CFLSCECliExCZ06			Com-Indoor-CFLSDGCliExCZ06


			Exterior/None - Health/Medical - Clinic - 07			Health/Medical - Clinic			07			Exterior/None			Com-Indoor-CFL			Ex			Cli			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.6215			3275									Com-Indoor-CFLPGECliExCZ07			Com-Indoor-CFLSCECliExCZ07			Com-Indoor-CFLSDGCliExCZ07


			Exterior/None - Health/Medical - Clinic - 08			Health/Medical - Clinic			08			Exterior/None			Com-Indoor-CFL			Ex			Cli			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.6215			3275			SDG			1			1			0			0.6215			3275									Com-Indoor-CFLPGECliExCZ08			Com-Indoor-CFLSCECliExCZ08			Com-Indoor-CFLSDGCliExCZ08


			Exterior/None - Health/Medical - Clinic - 09			Health/Medical - Clinic			09			Exterior/None			Com-Indoor-CFL			Ex			Cli			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.6215			3275			SDG			1			1			0			0			0									Com-Indoor-CFLPGECliExCZ09			Com-Indoor-CFLSCECliExCZ09			Com-Indoor-CFLSDGCliExCZ09


			Exterior/None - Health/Medical - Clinic - 10			Health/Medical - Clinic			10			Exterior/None			Com-Indoor-CFL			Ex			Cli			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.6215			3275			SDG			1			1			0			0.6215			3275									Com-Indoor-CFLPGECliExCZ10			Com-Indoor-CFLSCECliExCZ10			Com-Indoor-CFLSDGCliExCZ10


			Exterior/None - Health/Medical - Clinic - 11			Health/Medical - Clinic			11			Exterior/None			Com-Indoor-CFL			Ex			Cli			CZ11			Wtd			PGE			1			1			0			0.6215			3275			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGECliExCZ11			Com-Indoor-CFLSCECliExCZ11			Com-Indoor-CFLSDGCliExCZ11


			Exterior/None - Health/Medical - Clinic - 12			Health/Medical - Clinic			12			Exterior/None			Com-Indoor-CFL			Ex			Cli			CZ12			Wtd			PGE			1			1			0			0.6215			3275			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGECliExCZ12			Com-Indoor-CFLSCECliExCZ12			Com-Indoor-CFLSDGCliExCZ12


			Exterior/None - Health/Medical - Clinic - 13			Health/Medical - Clinic			13			Exterior/None			Com-Indoor-CFL			Ex			Cli			CZ13			Wtd			PGE			1			1			0			0.6215			3275			SCE			1			1			0			0.6215			3275			SDG			1			1			0			0			0									Com-Indoor-CFLPGECliExCZ13			Com-Indoor-CFLSCECliExCZ13			Com-Indoor-CFLSDGCliExCZ13


			Exterior/None - Health/Medical - Clinic - 14			Health/Medical - Clinic			14			Exterior/None			Com-Indoor-CFL			Ex			Cli			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.6215			3275			SDG			1			1			0			0.6215			3275									Com-Indoor-CFLPGECliExCZ14			Com-Indoor-CFLSCECliExCZ14			Com-Indoor-CFLSDGCliExCZ14


			Exterior/None - Health/Medical - Clinic - 15			Health/Medical - Clinic			15			Exterior/None			Com-Indoor-CFL			Ex			Cli			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.6215			3275			SDG			1			1			0			0.339			1490									Com-Indoor-CFLPGECliExCZ15			Com-Indoor-CFLSCECliExCZ15			Com-Indoor-CFLSDGCliExCZ15


			Exterior/None - Health/Medical - Clinic - 16			Health/Medical - Clinic			16			Exterior/None			Com-Indoor-CFL			Ex			Cli			CZ16			Wtd			PGE			1			1			0			0.6215			3275			SCE			1			1			0			0.6215			3275			SDG			1			1			0			0			0									Com-Indoor-CFLPGECliExCZ16			Com-Indoor-CFLSCECliExCZ16			Com-Indoor-CFLSDGCliExCZ16


			Exterior/None - Health/Medical - Clinic - 17			Health/Medical - Clinic			17			Exterior/None			Com-Indoor-CFL			Ex			Cli			IOU			Wtd			PGE			1			1			0			0.6215			3275			SCE			1			1			0			0.6215			3275			SDG			1			1			0			0.6215			3275									Com-Indoor-CFLPGECliExIOU			Com-Indoor-CFLSCECliExIOU			Com-Indoor-CFLSDGCliExIOU


			Exterior/None - Health/Medical - Hospital - 01			Health/Medical - Hospital			01			Exterior/None			Com-Indoor-CFL			Ex			Hsp			CZ01			Wtd			PGE			1			1			0			0.717			4200			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHspExCZ01			Com-Indoor-CFLSCEHspExCZ01			Com-Indoor-CFLSDGHspExCZ01


			Exterior/None - Health/Medical - Hospital - 02			Health/Medical - Hospital			02			Exterior/None			Com-Indoor-CFL			Ex			Hsp			CZ02			Wtd			PGE			1			1			0			0.717			4200			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHspExCZ02			Com-Indoor-CFLSCEHspExCZ02			Com-Indoor-CFLSDGHspExCZ02


			Exterior/None - Health/Medical - Hospital - 03			Health/Medical - Hospital			03			Exterior/None			Com-Indoor-CFL			Ex			Hsp			CZ03			Wtd			PGE			1			1			0			0.717			4200			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHspExCZ03			Com-Indoor-CFLSCEHspExCZ03			Com-Indoor-CFLSDGHspExCZ03


			Exterior/None - Health/Medical - Hospital - 04			Health/Medical - Hospital			04			Exterior/None			Com-Indoor-CFL			Ex			Hsp			CZ04			Wtd			PGE			1			1			0			0.717			4200			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHspExCZ04			Com-Indoor-CFLSCEHspExCZ04			Com-Indoor-CFLSDGHspExCZ04


			Exterior/None - Health/Medical - Hospital - 05			Health/Medical - Hospital			05			Exterior/None			Com-Indoor-CFL			Ex			Hsp			CZ05			Wtd			PGE			1			1			0			0.717			4200			SCE			1			1			0			0.717			4200			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHspExCZ05			Com-Indoor-CFLSCEHspExCZ05			Com-Indoor-CFLSDGHspExCZ05


			Exterior/None - Health/Medical - Hospital - 06			Health/Medical - Hospital			06			Exterior/None			Com-Indoor-CFL			Ex			Hsp			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.717			4200			SDG			1			1			0			0.717			4200									Com-Indoor-CFLPGEHspExCZ06			Com-Indoor-CFLSCEHspExCZ06			Com-Indoor-CFLSDGHspExCZ06


			Exterior/None - Health/Medical - Hospital - 07			Health/Medical - Hospital			07			Exterior/None			Com-Indoor-CFL			Ex			Hsp			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.717			4200									Com-Indoor-CFLPGEHspExCZ07			Com-Indoor-CFLSCEHspExCZ07			Com-Indoor-CFLSDGHspExCZ07


			Exterior/None - Health/Medical - Hospital - 08			Health/Medical - Hospital			08			Exterior/None			Com-Indoor-CFL			Ex			Hsp			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.717			4200			SDG			1			1			0			0.717			4200									Com-Indoor-CFLPGEHspExCZ08			Com-Indoor-CFLSCEHspExCZ08			Com-Indoor-CFLSDGHspExCZ08


			Exterior/None - Health/Medical - Hospital - 09			Health/Medical - Hospital			09			Exterior/None			Com-Indoor-CFL			Ex			Hsp			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.717			4200			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHspExCZ09			Com-Indoor-CFLSCEHspExCZ09			Com-Indoor-CFLSDGHspExCZ09


			Exterior/None - Health/Medical - Hospital - 10			Health/Medical - Hospital			10			Exterior/None			Com-Indoor-CFL			Ex			Hsp			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.717			4200			SDG			1			1			0			0.717			4200									Com-Indoor-CFLPGEHspExCZ10			Com-Indoor-CFLSCEHspExCZ10			Com-Indoor-CFLSDGHspExCZ10


			Exterior/None - Health/Medical - Hospital - 11			Health/Medical - Hospital			11			Exterior/None			Com-Indoor-CFL			Ex			Hsp			CZ11			Wtd			PGE			1			1			0			0.717			4200			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHspExCZ11			Com-Indoor-CFLSCEHspExCZ11			Com-Indoor-CFLSDGHspExCZ11


			Exterior/None - Health/Medical - Hospital - 12			Health/Medical - Hospital			12			Exterior/None			Com-Indoor-CFL			Ex			Hsp			CZ12			Wtd			PGE			1			1			0			0.717			4200			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHspExCZ12			Com-Indoor-CFLSCEHspExCZ12			Com-Indoor-CFLSDGHspExCZ12


			Exterior/None - Health/Medical - Hospital - 13			Health/Medical - Hospital			13			Exterior/None			Com-Indoor-CFL			Ex			Hsp			CZ13			Wtd			PGE			1			1			0			0.717			4200			SCE			1			1			0			0.717			4200			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHspExCZ13			Com-Indoor-CFLSCEHspExCZ13			Com-Indoor-CFLSDGHspExCZ13


			Exterior/None - Health/Medical - Hospital - 14			Health/Medical - Hospital			14			Exterior/None			Com-Indoor-CFL			Ex			Hsp			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.717			4200			SDG			1			1			0			0.717			4200									Com-Indoor-CFLPGEHspExCZ14			Com-Indoor-CFLSCEHspExCZ14			Com-Indoor-CFLSDGHspExCZ14


			Exterior/None - Health/Medical - Hospital - 15			Health/Medical - Hospital			15			Exterior/None			Com-Indoor-CFL			Ex			Hsp			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.717			4200			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHspExCZ15			Com-Indoor-CFLSCEHspExCZ15			Com-Indoor-CFLSDGHspExCZ15


			Exterior/None - Health/Medical - Hospital - 16			Health/Medical - Hospital			16			Exterior/None			Com-Indoor-CFL			Ex			Hsp			CZ16			Wtd			PGE			1			1			0			0.717			4200			SCE			1			1			0			0.717			4200			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHspExCZ16			Com-Indoor-CFLSCEHspExCZ16			Com-Indoor-CFLSDGHspExCZ16


			Exterior/None - Health/Medical - Hospital - 17			Health/Medical - Hospital			17			Exterior/None			Com-Indoor-CFL			Ex			Hsp			IOU			Wtd			PGE			1			1			0			0.717			4200			SCE			1			1			0			0.717			4200			SDG			1			1			0			0.717			4200									Com-Indoor-CFLPGEHspExIOU			Com-Indoor-CFLSCEHspExIOU			Com-Indoor-CFLSDGHspExIOU


			Exterior/None - Health/Medical - Nursing Home - 01			Health/Medical - Nursing Home			01			Exterior/None			Com-Indoor-CFL			Ex			Nrs			CZ01			Wtd			PGE			1			1			0			0.565			3570			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGENrsExCZ01			Com-Indoor-CFLSCENrsExCZ01			Com-Indoor-CFLSDGNrsExCZ01


			Exterior/None - Health/Medical - Nursing Home - 02			Health/Medical - Nursing Home			02			Exterior/None			Com-Indoor-CFL			Ex			Nrs			CZ02			Wtd			PGE			1			1			0			0.565			3570			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGENrsExCZ02			Com-Indoor-CFLSCENrsExCZ02			Com-Indoor-CFLSDGNrsExCZ02


			Exterior/None - Health/Medical - Nursing Home - 03			Health/Medical - Nursing Home			03			Exterior/None			Com-Indoor-CFL			Ex			Nrs			CZ03			Wtd			PGE			1			1			0			0.565			3570			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGENrsExCZ03			Com-Indoor-CFLSCENrsExCZ03			Com-Indoor-CFLSDGNrsExCZ03


			Exterior/None - Health/Medical - Nursing Home - 04			Health/Medical - Nursing Home			04			Exterior/None			Com-Indoor-CFL			Ex			Nrs			CZ04			Wtd			PGE			1			1			0			0.565			3570			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGENrsExCZ04			Com-Indoor-CFLSCENrsExCZ04			Com-Indoor-CFLSDGNrsExCZ04


			Exterior/None - Health/Medical - Nursing Home - 05			Health/Medical - Nursing Home			05			Exterior/None			Com-Indoor-CFL			Ex			Nrs			CZ05			Wtd			PGE			1			1			0			0.565			3570			SCE			1			1			0			0.565			3570			SDG			1			1			0			0			0									Com-Indoor-CFLPGENrsExCZ05			Com-Indoor-CFLSCENrsExCZ05			Com-Indoor-CFLSDGNrsExCZ05


			Exterior/None - Health/Medical - Nursing Home - 06			Health/Medical - Nursing Home			06			Exterior/None			Com-Indoor-CFL			Ex			Nrs			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.565			3570			SDG			1			1			0			0.565			3570									Com-Indoor-CFLPGENrsExCZ06			Com-Indoor-CFLSCENrsExCZ06			Com-Indoor-CFLSDGNrsExCZ06


			Exterior/None - Health/Medical - Nursing Home - 07			Health/Medical - Nursing Home			07			Exterior/None			Com-Indoor-CFL			Ex			Nrs			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.565			3570									Com-Indoor-CFLPGENrsExCZ07			Com-Indoor-CFLSCENrsExCZ07			Com-Indoor-CFLSDGNrsExCZ07


			Exterior/None - Health/Medical - Nursing Home - 08			Health/Medical - Nursing Home			08			Exterior/None			Com-Indoor-CFL			Ex			Nrs			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.565			3570			SDG			1			1			0			0.565			3570									Com-Indoor-CFLPGENrsExCZ08			Com-Indoor-CFLSCENrsExCZ08			Com-Indoor-CFLSDGNrsExCZ08


			Exterior/None - Health/Medical - Nursing Home - 09			Health/Medical - Nursing Home			09			Exterior/None			Com-Indoor-CFL			Ex			Nrs			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.565			3570			SDG			1			1			0			0			0									Com-Indoor-CFLPGENrsExCZ09			Com-Indoor-CFLSCENrsExCZ09			Com-Indoor-CFLSDGNrsExCZ09


			Exterior/None - Health/Medical - Nursing Home - 10			Health/Medical - Nursing Home			10			Exterior/None			Com-Indoor-CFL			Ex			Nrs			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.565			3570			SDG			1			1			0			0.565			3570									Com-Indoor-CFLPGENrsExCZ10			Com-Indoor-CFLSCENrsExCZ10			Com-Indoor-CFLSDGNrsExCZ10


			Exterior/None - Health/Medical - Nursing Home - 11			Health/Medical - Nursing Home			11			Exterior/None			Com-Indoor-CFL			Ex			Nrs			CZ11			Wtd			PGE			1			1			0			0.565			3570			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGENrsExCZ11			Com-Indoor-CFLSCENrsExCZ11			Com-Indoor-CFLSDGNrsExCZ11


			Exterior/None - Health/Medical - Nursing Home - 12			Health/Medical - Nursing Home			12			Exterior/None			Com-Indoor-CFL			Ex			Nrs			CZ12			Wtd			PGE			1			1			0			0.565			3570			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGENrsExCZ12			Com-Indoor-CFLSCENrsExCZ12			Com-Indoor-CFLSDGNrsExCZ12


			Exterior/None - Health/Medical - Nursing Home - 13			Health/Medical - Nursing Home			13			Exterior/None			Com-Indoor-CFL			Ex			Nrs			CZ13			Wtd			PGE			1			1			0			0.565			3570			SCE			1			1			0			0.565			3570			SDG			1			1			0			0			0									Com-Indoor-CFLPGENrsExCZ13			Com-Indoor-CFLSCENrsExCZ13			Com-Indoor-CFLSDGNrsExCZ13


			Exterior/None - Health/Medical - Nursing Home - 14			Health/Medical - Nursing Home			14			Exterior/None			Com-Indoor-CFL			Ex			Nrs			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.565			3570			SDG			1			1			0			0.565			3570									Com-Indoor-CFLPGENrsExCZ14			Com-Indoor-CFLSCENrsExCZ14			Com-Indoor-CFLSDGNrsExCZ14


			Exterior/None - Health/Medical - Nursing Home - 15			Health/Medical - Nursing Home			15			Exterior/None			Com-Indoor-CFL			Ex			Nrs			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.565			3570			SDG			1			1			0			0			0									Com-Indoor-CFLPGENrsExCZ15			Com-Indoor-CFLSCENrsExCZ15			Com-Indoor-CFLSDGNrsExCZ15


			Exterior/None - Health/Medical - Nursing Home - 16			Health/Medical - Nursing Home			16			Exterior/None			Com-Indoor-CFL			Ex			Nrs			CZ16			Wtd			PGE			1			1			0			0.565			3570			SCE			1			1			0			0.565			3570			SDG			1			1			0			0			0									Com-Indoor-CFLPGENrsExCZ16			Com-Indoor-CFLSCENrsExCZ16			Com-Indoor-CFLSDGNrsExCZ16


			Exterior/None - Health/Medical - Nursing Home - 17			Health/Medical - Nursing Home			17			Exterior/None			Com-Indoor-CFL			Ex			Nrs			IOU			Wtd			PGE			1			1			0			0.565			3570			SCE			1			1			0			0.565			3570			SDG			1			1			0			0.565			3570									Com-Indoor-CFLPGENrsExIOU			Com-Indoor-CFLSCENrsExIOU			Com-Indoor-CFLSDGNrsExIOU


			Exterior/None - Industrial - 01			Industrial			01			Exterior/None			Com-Indoor-CFL			Ex			Ind			CZ01			Wtd			PGE			1			1			0			0.7785			2835			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEIndExCZ01			Com-Indoor-CFLSCEIndExCZ01			Com-Indoor-CFLSDGIndExCZ01


			Exterior/None - Industrial - 02			Industrial			02			Exterior/None			Com-Indoor-CFL			Ex			Ind			CZ02			Wtd			PGE			1			1			0			0.7785			2835			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEIndExCZ02			Com-Indoor-CFLSCEIndExCZ02			Com-Indoor-CFLSDGIndExCZ02


			Exterior/None - Industrial - 03			Industrial			03			Exterior/None			Com-Indoor-CFL			Ex			Ind			CZ03			Wtd			PGE			1			1			0			0.7785			2835			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEIndExCZ03			Com-Indoor-CFLSCEIndExCZ03			Com-Indoor-CFLSDGIndExCZ03


			Exterior/None - Industrial - 04			Industrial			04			Exterior/None			Com-Indoor-CFL			Ex			Ind			CZ04			Wtd			PGE			1			1			0			0.7785			2835			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEIndExCZ04			Com-Indoor-CFLSCEIndExCZ04			Com-Indoor-CFLSDGIndExCZ04


			Exterior/None - Industrial - 05			Industrial			05			Exterior/None			Com-Indoor-CFL			Ex			Ind			CZ05			Wtd			PGE			1			1			0			0.7785			2835			SCE			1			1			0			0.7785			2835			SDG			1			1			0			0			0									Com-Indoor-CFLPGEIndExCZ05			Com-Indoor-CFLSCEIndExCZ05			Com-Indoor-CFLSDGIndExCZ05


			Exterior/None - Industrial - 06			Industrial			06			Exterior/None			Com-Indoor-CFL			Ex			Ind			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7785			2835			SDG			1			1			0			0.7785			2835									Com-Indoor-CFLPGEIndExCZ06			Com-Indoor-CFLSCEIndExCZ06			Com-Indoor-CFLSDGIndExCZ06


			Exterior/None - Industrial - 07			Industrial			07			Exterior/None			Com-Indoor-CFL			Ex			Ind			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.7785			2835									Com-Indoor-CFLPGEIndExCZ07			Com-Indoor-CFLSCEIndExCZ07			Com-Indoor-CFLSDGIndExCZ07


			Exterior/None - Industrial - 08			Industrial			08			Exterior/None			Com-Indoor-CFL			Ex			Ind			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7785			2835			SDG			1			1			0			0.7785			2835									Com-Indoor-CFLPGEIndExCZ08			Com-Indoor-CFLSCEIndExCZ08			Com-Indoor-CFLSDGIndExCZ08


			Exterior/None - Industrial - 09			Industrial			09			Exterior/None			Com-Indoor-CFL			Ex			Ind			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7785			2835			SDG			1			1			0			0			0									Com-Indoor-CFLPGEIndExCZ09			Com-Indoor-CFLSCEIndExCZ09			Com-Indoor-CFLSDGIndExCZ09


			Exterior/None - Industrial - 10			Industrial			10			Exterior/None			Com-Indoor-CFL			Ex			Ind			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7785			2835			SDG			1			1			0			0.7785			2835									Com-Indoor-CFLPGEIndExCZ10			Com-Indoor-CFLSCEIndExCZ10			Com-Indoor-CFLSDGIndExCZ10


			Exterior/None - Industrial - 11			Industrial			11			Exterior/None			Com-Indoor-CFL			Ex			Ind			CZ11			Wtd			PGE			1			1			0			0.7785			2835			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEIndExCZ11			Com-Indoor-CFLSCEIndExCZ11			Com-Indoor-CFLSDGIndExCZ11


			Exterior/None - Industrial - 12			Industrial			12			Exterior/None			Com-Indoor-CFL			Ex			Ind			CZ12			Wtd			PGE			1			1			0			0.7785			2835			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEIndExCZ12			Com-Indoor-CFLSCEIndExCZ12			Com-Indoor-CFLSDGIndExCZ12


			Exterior/None - Industrial - 13			Industrial			13			Exterior/None			Com-Indoor-CFL			Ex			Ind			CZ13			Wtd			PGE			1			1			0			0.7785			2835			SCE			1			1			0			0.7785			2835			SDG			1			1			0			0			0									Com-Indoor-CFLPGEIndExCZ13			Com-Indoor-CFLSCEIndExCZ13			Com-Indoor-CFLSDGIndExCZ13


			Exterior/None - Industrial - 14			Industrial			14			Exterior/None			Com-Indoor-CFL			Ex			Ind			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7785			2835			SDG			1			1			0			0.7785			2835									Com-Indoor-CFLPGEIndExCZ14			Com-Indoor-CFLSCEIndExCZ14			Com-Indoor-CFLSDGIndExCZ14


			Exterior/None - Industrial - 15			Industrial			15			Exterior/None			Com-Indoor-CFL			Ex			Ind			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7785			2835			SDG			1			1			0			0.7785			2835									Com-Indoor-CFLPGEIndExCZ15			Com-Indoor-CFLSCEIndExCZ15			Com-Indoor-CFLSDGIndExCZ15


			Exterior/None - Industrial - 16			Industrial			16			Exterior/None			Com-Indoor-CFL			Ex			Ind			CZ16			Wtd			PGE			1			1			0			0.7785			2835			SCE			1			1			0			0.7785			2835			SDG			1			1			0			0			0									Com-Indoor-CFLPGEIndExCZ16			Com-Indoor-CFLSCEIndExCZ16			Com-Indoor-CFLSDGIndExCZ16


			Exterior/None - Industrial - 17			Industrial			17			Exterior/None			Com-Indoor-CFL			Ex			Ind			IOU			Wtd			PGE			1			1			0			0.7785			2835			SCE			1			1			0			0.7785			2835			SDG			1			1			0			0.7785			2835									Com-Indoor-CFLPGEIndExIOU			Com-Indoor-CFLSCEIndExIOU			Com-Indoor-CFLSDGIndExIOU


			Exterior/None - Lodging - Guest Rooms - 01			Lodging - Guest Rooms			01			Exterior/None			Com-Indoor-CFL			Ex			GsR			CZ01			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGsRExCZ01			Com-Indoor-CFLSCEGsRExCZ01			Com-Indoor-CFLSDGGsRExCZ01


			Exterior/None - Lodging - Guest Rooms - 02			Lodging - Guest Rooms			02			Exterior/None			Com-Indoor-CFL			Ex			GsR			CZ02			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGsRExCZ02			Com-Indoor-CFLSCEGsRExCZ02			Com-Indoor-CFLSDGGsRExCZ02


			Exterior/None - Lodging - Guest Rooms - 03			Lodging - Guest Rooms			03			Exterior/None			Com-Indoor-CFL			Ex			GsR			CZ03			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGsRExCZ03			Com-Indoor-CFLSCEGsRExCZ03			Com-Indoor-CFLSDGGsRExCZ03


			Exterior/None - Lodging - Guest Rooms - 04			Lodging - Guest Rooms			04			Exterior/None			Com-Indoor-CFL			Ex			GsR			CZ04			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGsRExCZ04			Com-Indoor-CFLSCEGsRExCZ04			Com-Indoor-CFLSDGGsRExCZ04


			Exterior/None - Lodging - Guest Rooms - 05			Lodging - Guest Rooms			05			Exterior/None			Com-Indoor-CFL			Ex			GsR			CZ05			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0.151			1370			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGsRExCZ05			Com-Indoor-CFLSCEGsRExCZ05			Com-Indoor-CFLSDGGsRExCZ05


			Exterior/None - Lodging - Guest Rooms - 06			Lodging - Guest Rooms			06			Exterior/None			Com-Indoor-CFL			Ex			GsR			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.151			1370			SDG			1			1			0			0.151			1370									Com-Indoor-CFLPGEGsRExCZ06			Com-Indoor-CFLSCEGsRExCZ06			Com-Indoor-CFLSDGGsRExCZ06


			Exterior/None - Lodging - Guest Rooms - 07			Lodging - Guest Rooms			07			Exterior/None			Com-Indoor-CFL			Ex			GsR			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.151			1370									Com-Indoor-CFLPGEGsRExCZ07			Com-Indoor-CFLSCEGsRExCZ07			Com-Indoor-CFLSDGGsRExCZ07


			Exterior/None - Lodging - Guest Rooms - 08			Lodging - Guest Rooms			08			Exterior/None			Com-Indoor-CFL			Ex			GsR			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.151			1370			SDG			1			1			0			0.151			1370									Com-Indoor-CFLPGEGsRExCZ08			Com-Indoor-CFLSCEGsRExCZ08			Com-Indoor-CFLSDGGsRExCZ08


			Exterior/None - Lodging - Guest Rooms - 09			Lodging - Guest Rooms			09			Exterior/None			Com-Indoor-CFL			Ex			GsR			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.151			1370			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGsRExCZ09			Com-Indoor-CFLSCEGsRExCZ09			Com-Indoor-CFLSDGGsRExCZ09


			Exterior/None - Lodging - Guest Rooms - 10			Lodging - Guest Rooms			10			Exterior/None			Com-Indoor-CFL			Ex			GsR			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.151			1370			SDG			1			1			0			0.151			1370									Com-Indoor-CFLPGEGsRExCZ10			Com-Indoor-CFLSCEGsRExCZ10			Com-Indoor-CFLSDGGsRExCZ10


			Exterior/None - Lodging - Guest Rooms - 11			Lodging - Guest Rooms			11			Exterior/None			Com-Indoor-CFL			Ex			GsR			CZ11			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGsRExCZ11			Com-Indoor-CFLSCEGsRExCZ11			Com-Indoor-CFLSDGGsRExCZ11


			Exterior/None - Lodging - Guest Rooms - 12			Lodging - Guest Rooms			12			Exterior/None			Com-Indoor-CFL			Ex			GsR			CZ12			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGsRExCZ12			Com-Indoor-CFLSCEGsRExCZ12			Com-Indoor-CFLSDGGsRExCZ12


			Exterior/None - Lodging - Guest Rooms - 13			Lodging - Guest Rooms			13			Exterior/None			Com-Indoor-CFL			Ex			GsR			CZ13			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0.151			1370			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGsRExCZ13			Com-Indoor-CFLSCEGsRExCZ13			Com-Indoor-CFLSDGGsRExCZ13


			Exterior/None - Lodging - Guest Rooms - 14			Lodging - Guest Rooms			14			Exterior/None			Com-Indoor-CFL			Ex			GsR			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.151			1370			SDG			1			1			0			0.151			1370									Com-Indoor-CFLPGEGsRExCZ14			Com-Indoor-CFLSCEGsRExCZ14			Com-Indoor-CFLSDGGsRExCZ14


			Exterior/None - Lodging - Guest Rooms - 15			Lodging - Guest Rooms			15			Exterior/None			Com-Indoor-CFL			Ex			GsR			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.151			1370			SDG			1			1			0			0.151			1370									Com-Indoor-CFLPGEGsRExCZ15			Com-Indoor-CFLSCEGsRExCZ15			Com-Indoor-CFLSDGGsRExCZ15


			Exterior/None - Lodging - Guest Rooms - 16			Lodging - Guest Rooms			16			Exterior/None			Com-Indoor-CFL			Ex			GsR			CZ16			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0.151			1370			SDG			1			1			0			0			0									Com-Indoor-CFLPGEGsRExCZ16			Com-Indoor-CFLSCEGsRExCZ16			Com-Indoor-CFLSDGGsRExCZ16


			Exterior/None - Lodging - Guest Rooms - 17			Lodging - Guest Rooms			17			Exterior/None			Com-Indoor-CFL			Ex			GsR			IOU			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0.151			1370			SDG			1			1			0			0.151			1370									Com-Indoor-CFLPGEGsRExIOU			Com-Indoor-CFLSCEGsRExIOU			Com-Indoor-CFLSDGGsRExIOU


			Exterior/None - Lodging - Hotel - 01			Lodging - Hotel			01			Exterior/None			Com-Indoor-CFL			Ex			Htl			CZ01			Wtd			PGE			1			1			0			0.2			1670			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHtlExCZ01			Com-Indoor-CFLSCEHtlExCZ01			Com-Indoor-CFLSDGHtlExCZ01


			Exterior/None - Lodging - Hotel - 02			Lodging - Hotel			02			Exterior/None			Com-Indoor-CFL			Ex			Htl			CZ02			Wtd			PGE			1			1			0			0.2			1670			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHtlExCZ02			Com-Indoor-CFLSCEHtlExCZ02			Com-Indoor-CFLSDGHtlExCZ02


			Exterior/None - Lodging - Hotel - 03			Lodging - Hotel			03			Exterior/None			Com-Indoor-CFL			Ex			Htl			CZ03			Wtd			PGE			1			1			0			0.2			1670			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHtlExCZ03			Com-Indoor-CFLSCEHtlExCZ03			Com-Indoor-CFLSDGHtlExCZ03


			Exterior/None - Lodging - Hotel - 04			Lodging - Hotel			04			Exterior/None			Com-Indoor-CFL			Ex			Htl			CZ04			Wtd			PGE			1			1			0			0.2			1670			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHtlExCZ04			Com-Indoor-CFLSCEHtlExCZ04			Com-Indoor-CFLSDGHtlExCZ04


			Exterior/None - Lodging - Hotel - 05			Lodging - Hotel			05			Exterior/None			Com-Indoor-CFL			Ex			Htl			CZ05			Wtd			PGE			1			1			0			0.2			1670			SCE			1			1			0			0.2			1670			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHtlExCZ05			Com-Indoor-CFLSCEHtlExCZ05			Com-Indoor-CFLSDGHtlExCZ05


			Exterior/None - Lodging - Hotel - 06			Lodging - Hotel			06			Exterior/None			Com-Indoor-CFL			Ex			Htl			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.2			1670			SDG			1			1			0			0.2			1670									Com-Indoor-CFLPGEHtlExCZ06			Com-Indoor-CFLSCEHtlExCZ06			Com-Indoor-CFLSDGHtlExCZ06


			Exterior/None - Lodging - Hotel - 07			Lodging - Hotel			07			Exterior/None			Com-Indoor-CFL			Ex			Htl			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.2			1670									Com-Indoor-CFLPGEHtlExCZ07			Com-Indoor-CFLSCEHtlExCZ07			Com-Indoor-CFLSDGHtlExCZ07


			Exterior/None - Lodging - Hotel - 08			Lodging - Hotel			08			Exterior/None			Com-Indoor-CFL			Ex			Htl			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.2			1670			SDG			1			1			0			0.2			1670									Com-Indoor-CFLPGEHtlExCZ08			Com-Indoor-CFLSCEHtlExCZ08			Com-Indoor-CFLSDGHtlExCZ08


			Exterior/None - Lodging - Hotel - 09			Lodging - Hotel			09			Exterior/None			Com-Indoor-CFL			Ex			Htl			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.2			1670			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHtlExCZ09			Com-Indoor-CFLSCEHtlExCZ09			Com-Indoor-CFLSDGHtlExCZ09


			Exterior/None - Lodging - Hotel - 10			Lodging - Hotel			10			Exterior/None			Com-Indoor-CFL			Ex			Htl			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.2			1670			SDG			1			1			0			0.2			1670									Com-Indoor-CFLPGEHtlExCZ10			Com-Indoor-CFLSCEHtlExCZ10			Com-Indoor-CFLSDGHtlExCZ10


			Exterior/None - Lodging - Hotel - 11			Lodging - Hotel			11			Exterior/None			Com-Indoor-CFL			Ex			Htl			CZ11			Wtd			PGE			1			1			0			0.2			1670			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHtlExCZ11			Com-Indoor-CFLSCEHtlExCZ11			Com-Indoor-CFLSDGHtlExCZ11


			Exterior/None - Lodging - Hotel - 12			Lodging - Hotel			12			Exterior/None			Com-Indoor-CFL			Ex			Htl			CZ12			Wtd			PGE			1			1			0			0.2			1670			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHtlExCZ12			Com-Indoor-CFLSCEHtlExCZ12			Com-Indoor-CFLSDGHtlExCZ12


			Exterior/None - Lodging - Hotel - 13			Lodging - Hotel			13			Exterior/None			Com-Indoor-CFL			Ex			Htl			CZ13			Wtd			PGE			1			1			0			0.2			1670			SCE			1			1			0			0.2			1670			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHtlExCZ13			Com-Indoor-CFLSCEHtlExCZ13			Com-Indoor-CFLSDGHtlExCZ13


			Exterior/None - Lodging - Hotel - 14			Lodging - Hotel			14			Exterior/None			Com-Indoor-CFL			Ex			Htl			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.2			1670			SDG			1			1			0			0.2			1670									Com-Indoor-CFLPGEHtlExCZ14			Com-Indoor-CFLSCEHtlExCZ14			Com-Indoor-CFLSDGHtlExCZ14


			Exterior/None - Lodging - Hotel - 15			Lodging - Hotel			15			Exterior/None			Com-Indoor-CFL			Ex			Htl			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.2			1670			SDG			1			1			0			0.2			1670									Com-Indoor-CFLPGEHtlExCZ15			Com-Indoor-CFLSCEHtlExCZ15			Com-Indoor-CFLSDGHtlExCZ15


			Exterior/None - Lodging - Hotel - 16			Lodging - Hotel			16			Exterior/None			Com-Indoor-CFL			Ex			Htl			CZ16			Wtd			PGE			1			1			0			0.2			1670			SCE			1			1			0			0.2			1670			SDG			1			1			0			0			0									Com-Indoor-CFLPGEHtlExCZ16			Com-Indoor-CFLSCEHtlExCZ16			Com-Indoor-CFLSDGHtlExCZ16


			Exterior/None - Lodging - Hotel - 17			Lodging - Hotel			17			Exterior/None			Com-Indoor-CFL			Ex			Htl			IOU			Wtd			PGE			1			1			0			0.2			1670			SCE			1			1			0			0.2			1670			SDG			1			1			0			0.2			1670									Com-Indoor-CFLPGEHtlExIOU			Com-Indoor-CFLSCEHtlExIOU			Com-Indoor-CFLSDGHtlExIOU


			Exterior/None - Lodging - Motel - 01			Lodging - Motel			01			Exterior/None			Com-Indoor-CFL			Ex			Mtl			CZ01			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMtlExCZ01			Com-Indoor-CFLSCEMtlExCZ01			Com-Indoor-CFLSDGMtlExCZ01


			Exterior/None - Lodging - Motel - 02			Lodging - Motel			02			Exterior/None			Com-Indoor-CFL			Ex			Mtl			CZ02			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMtlExCZ02			Com-Indoor-CFLSCEMtlExCZ02			Com-Indoor-CFLSDGMtlExCZ02


			Exterior/None - Lodging - Motel - 03			Lodging - Motel			03			Exterior/None			Com-Indoor-CFL			Ex			Mtl			CZ03			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMtlExCZ03			Com-Indoor-CFLSCEMtlExCZ03			Com-Indoor-CFLSDGMtlExCZ03


			Exterior/None - Lodging - Motel - 04			Lodging - Motel			04			Exterior/None			Com-Indoor-CFL			Ex			Mtl			CZ04			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMtlExCZ04			Com-Indoor-CFLSCEMtlExCZ04			Com-Indoor-CFLSDGMtlExCZ04


			Exterior/None - Lodging - Motel - 05			Lodging - Motel			05			Exterior/None			Com-Indoor-CFL			Ex			Mtl			CZ05			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0.151			1370			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMtlExCZ05			Com-Indoor-CFLSCEMtlExCZ05			Com-Indoor-CFLSDGMtlExCZ05


			Exterior/None - Lodging - Motel - 06			Lodging - Motel			06			Exterior/None			Com-Indoor-CFL			Ex			Mtl			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.151			1370			SDG			1			1			0			0.151			1370									Com-Indoor-CFLPGEMtlExCZ06			Com-Indoor-CFLSCEMtlExCZ06			Com-Indoor-CFLSDGMtlExCZ06


			Exterior/None - Lodging - Motel - 07			Lodging - Motel			07			Exterior/None			Com-Indoor-CFL			Ex			Mtl			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.151			1370									Com-Indoor-CFLPGEMtlExCZ07			Com-Indoor-CFLSCEMtlExCZ07			Com-Indoor-CFLSDGMtlExCZ07


			Exterior/None - Lodging - Motel - 08			Lodging - Motel			08			Exterior/None			Com-Indoor-CFL			Ex			Mtl			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.151			1370			SDG			1			1			0			0.151			1370									Com-Indoor-CFLPGEMtlExCZ08			Com-Indoor-CFLSCEMtlExCZ08			Com-Indoor-CFLSDGMtlExCZ08


			Exterior/None - Lodging - Motel - 09			Lodging - Motel			09			Exterior/None			Com-Indoor-CFL			Ex			Mtl			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.151			1370			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMtlExCZ09			Com-Indoor-CFLSCEMtlExCZ09			Com-Indoor-CFLSDGMtlExCZ09


			Exterior/None - Lodging - Motel - 10			Lodging - Motel			10			Exterior/None			Com-Indoor-CFL			Ex			Mtl			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.151			1370			SDG			1			1			0			0.151			1370									Com-Indoor-CFLPGEMtlExCZ10			Com-Indoor-CFLSCEMtlExCZ10			Com-Indoor-CFLSDGMtlExCZ10


			Exterior/None - Lodging - Motel - 11			Lodging - Motel			11			Exterior/None			Com-Indoor-CFL			Ex			Mtl			CZ11			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMtlExCZ11			Com-Indoor-CFLSCEMtlExCZ11			Com-Indoor-CFLSDGMtlExCZ11


			Exterior/None - Lodging - Motel - 12			Lodging - Motel			12			Exterior/None			Com-Indoor-CFL			Ex			Mtl			CZ12			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMtlExCZ12			Com-Indoor-CFLSCEMtlExCZ12			Com-Indoor-CFLSDGMtlExCZ12


			Exterior/None - Lodging - Motel - 13			Lodging - Motel			13			Exterior/None			Com-Indoor-CFL			Ex			Mtl			CZ13			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0.151			1370			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMtlExCZ13			Com-Indoor-CFLSCEMtlExCZ13			Com-Indoor-CFLSDGMtlExCZ13


			Exterior/None - Lodging - Motel - 14			Lodging - Motel			14			Exterior/None			Com-Indoor-CFL			Ex			Mtl			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.151			1370			SDG			1			1			0			0.151			1370									Com-Indoor-CFLPGEMtlExCZ14			Com-Indoor-CFLSCEMtlExCZ14			Com-Indoor-CFLSDGMtlExCZ14


			Exterior/None - Lodging - Motel - 15			Lodging - Motel			15			Exterior/None			Com-Indoor-CFL			Ex			Mtl			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.151			1370			SDG			1			1			0			0.151			1370									Com-Indoor-CFLPGEMtlExCZ15			Com-Indoor-CFLSCEMtlExCZ15			Com-Indoor-CFLSDGMtlExCZ15


			Exterior/None - Lodging - Motel - 16			Lodging - Motel			16			Exterior/None			Com-Indoor-CFL			Ex			Mtl			CZ16			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0.151			1370			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMtlExCZ16			Com-Indoor-CFLSCEMtlExCZ16			Com-Indoor-CFLSDGMtlExCZ16


			Exterior/None - Lodging - Motel - 17			Lodging - Motel			17			Exterior/None			Com-Indoor-CFL			Ex			Mtl			IOU			Wtd			PGE			1			1			0			0.151			1370			SCE			1			1			0			0.151			1370			SDG			1			1			0			0.151			1370									Com-Indoor-CFLPGEMtlExIOU			Com-Indoor-CFLSCEMtlExIOU			Com-Indoor-CFLSDGMtlExIOU


			Exterior/None - Manufacturing - Bio/Tech - 01			Manufacturing - Bio/Tech			01			Exterior/None			Com-Indoor-CFL			Ex			MBT			CZ01			Wtd			PGE			1			1			0			0.78			3090			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMBTExCZ01			Com-Indoor-CFLSCEMBTExCZ01			Com-Indoor-CFLSDGMBTExCZ01


			Exterior/None - Manufacturing - Bio/Tech - 02			Manufacturing - Bio/Tech			02			Exterior/None			Com-Indoor-CFL			Ex			MBT			CZ02			Wtd			PGE			1			1			0			0.78			3090			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMBTExCZ02			Com-Indoor-CFLSCEMBTExCZ02			Com-Indoor-CFLSDGMBTExCZ02


			Exterior/None - Manufacturing - Bio/Tech - 03			Manufacturing - Bio/Tech			03			Exterior/None			Com-Indoor-CFL			Ex			MBT			CZ03			Wtd			PGE			1			1			0			0.78			3090			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMBTExCZ03			Com-Indoor-CFLSCEMBTExCZ03			Com-Indoor-CFLSDGMBTExCZ03


			Exterior/None - Manufacturing - Bio/Tech - 04			Manufacturing - Bio/Tech			04			Exterior/None			Com-Indoor-CFL			Ex			MBT			CZ04			Wtd			PGE			1			1			0			0.78			3090			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMBTExCZ04			Com-Indoor-CFLSCEMBTExCZ04			Com-Indoor-CFLSDGMBTExCZ04


			Exterior/None - Manufacturing - Bio/Tech - 05			Manufacturing - Bio/Tech			05			Exterior/None			Com-Indoor-CFL			Ex			MBT			CZ05			Wtd			PGE			1			1			0			0.78			3090			SCE			1			1			0			0.78			3090			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMBTExCZ05			Com-Indoor-CFLSCEMBTExCZ05			Com-Indoor-CFLSDGMBTExCZ05


			Exterior/None - Manufacturing - Bio/Tech - 06			Manufacturing - Bio/Tech			06			Exterior/None			Com-Indoor-CFL			Ex			MBT			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.78			3090			SDG			1			1			0			0.78			3090									Com-Indoor-CFLPGEMBTExCZ06			Com-Indoor-CFLSCEMBTExCZ06			Com-Indoor-CFLSDGMBTExCZ06


			Exterior/None - Manufacturing - Bio/Tech - 07			Manufacturing - Bio/Tech			07			Exterior/None			Com-Indoor-CFL			Ex			MBT			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.78			3090									Com-Indoor-CFLPGEMBTExCZ07			Com-Indoor-CFLSCEMBTExCZ07			Com-Indoor-CFLSDGMBTExCZ07


			Exterior/None - Manufacturing - Bio/Tech - 08			Manufacturing - Bio/Tech			08			Exterior/None			Com-Indoor-CFL			Ex			MBT			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.78			3090			SDG			1			1			0			0.78			3090									Com-Indoor-CFLPGEMBTExCZ08			Com-Indoor-CFLSCEMBTExCZ08			Com-Indoor-CFLSDGMBTExCZ08


			Exterior/None - Manufacturing - Bio/Tech - 09			Manufacturing - Bio/Tech			09			Exterior/None			Com-Indoor-CFL			Ex			MBT			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.78			3090			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMBTExCZ09			Com-Indoor-CFLSCEMBTExCZ09			Com-Indoor-CFLSDGMBTExCZ09


			Exterior/None - Manufacturing - Bio/Tech - 10			Manufacturing - Bio/Tech			10			Exterior/None			Com-Indoor-CFL			Ex			MBT			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.78			3090			SDG			1			1			0			0.78			3090									Com-Indoor-CFLPGEMBTExCZ10			Com-Indoor-CFLSCEMBTExCZ10			Com-Indoor-CFLSDGMBTExCZ10


			Exterior/None - Manufacturing - Bio/Tech - 11			Manufacturing - Bio/Tech			11			Exterior/None			Com-Indoor-CFL			Ex			MBT			CZ11			Wtd			PGE			1			1			0			0.78			3090			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMBTExCZ11			Com-Indoor-CFLSCEMBTExCZ11			Com-Indoor-CFLSDGMBTExCZ11


			Exterior/None - Manufacturing - Bio/Tech - 12			Manufacturing - Bio/Tech			12			Exterior/None			Com-Indoor-CFL			Ex			MBT			CZ12			Wtd			PGE			1			1			0			0.78			3090			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMBTExCZ12			Com-Indoor-CFLSCEMBTExCZ12			Com-Indoor-CFLSDGMBTExCZ12


			Exterior/None - Manufacturing - Bio/Tech - 13			Manufacturing - Bio/Tech			13			Exterior/None			Com-Indoor-CFL			Ex			MBT			CZ13			Wtd			PGE			1			1			0			0.78			3090			SCE			1			1			0			0.78			3090			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMBTExCZ13			Com-Indoor-CFLSCEMBTExCZ13			Com-Indoor-CFLSDGMBTExCZ13


			Exterior/None - Manufacturing - Bio/Tech - 14			Manufacturing - Bio/Tech			14			Exterior/None			Com-Indoor-CFL			Ex			MBT			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.78			3090			SDG			1			1			0			0.78			3090									Com-Indoor-CFLPGEMBTExCZ14			Com-Indoor-CFLSCEMBTExCZ14			Com-Indoor-CFLSDGMBTExCZ14


			Exterior/None - Manufacturing - Bio/Tech - 15			Manufacturing - Bio/Tech			15			Exterior/None			Com-Indoor-CFL			Ex			MBT			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.78			3090			SDG			1			1			0			0.78			3090									Com-Indoor-CFLPGEMBTExCZ15			Com-Indoor-CFLSCEMBTExCZ15			Com-Indoor-CFLSDGMBTExCZ15


			Exterior/None - Manufacturing - Bio/Tech - 16			Manufacturing - Bio/Tech			16			Exterior/None			Com-Indoor-CFL			Ex			MBT			CZ16			Wtd			PGE			1			1			0			0.78			3090			SCE			1			1			0			0.78			3090			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMBTExCZ16			Com-Indoor-CFLSCEMBTExCZ16			Com-Indoor-CFLSDGMBTExCZ16


			Exterior/None - Manufacturing - Bio/Tech - 17			Manufacturing - Bio/Tech			17			Exterior/None			Com-Indoor-CFL			Ex			MBT			IOU			Wtd			PGE			1			1			0			0.78			3090			SCE			1			1			0			0.78			3090			SDG			1			1			0			0.78			3090									Com-Indoor-CFLPGEMBTExIOU			Com-Indoor-CFLSCEMBTExIOU			Com-Indoor-CFLSDGMBTExIOU


			Exterior/None - Manufacturing - Light Industrial - 01			Manufacturing - Light Industrial			01			Exterior/None			Com-Indoor-CFL			Ex			MLI			CZ01			Wtd			PGE			1			1			0			0.777			2580			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMLIExCZ01			Com-Indoor-CFLSCEMLIExCZ01			Com-Indoor-CFLSDGMLIExCZ01


			Exterior/None - Manufacturing - Light Industrial - 02			Manufacturing - Light Industrial			02			Exterior/None			Com-Indoor-CFL			Ex			MLI			CZ02			Wtd			PGE			1			1			0			0.777			2580			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMLIExCZ02			Com-Indoor-CFLSCEMLIExCZ02			Com-Indoor-CFLSDGMLIExCZ02


			Exterior/None - Manufacturing - Light Industrial - 03			Manufacturing - Light Industrial			03			Exterior/None			Com-Indoor-CFL			Ex			MLI			CZ03			Wtd			PGE			1			1			0			0.777			2580			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMLIExCZ03			Com-Indoor-CFLSCEMLIExCZ03			Com-Indoor-CFLSDGMLIExCZ03


			Exterior/None - Manufacturing - Light Industrial - 04			Manufacturing - Light Industrial			04			Exterior/None			Com-Indoor-CFL			Ex			MLI			CZ04			Wtd			PGE			1			1			0			0.777			2580			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMLIExCZ04			Com-Indoor-CFLSCEMLIExCZ04			Com-Indoor-CFLSDGMLIExCZ04


			Exterior/None - Manufacturing - Light Industrial - 05			Manufacturing - Light Industrial			05			Exterior/None			Com-Indoor-CFL			Ex			MLI			CZ05			Wtd			PGE			1			1			0			0.777			2580			SCE			1			1			0			0.777			2580			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMLIExCZ05			Com-Indoor-CFLSCEMLIExCZ05			Com-Indoor-CFLSDGMLIExCZ05


			Exterior/None - Manufacturing - Light Industrial - 06			Manufacturing - Light Industrial			06			Exterior/None			Com-Indoor-CFL			Ex			MLI			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.777			2580			SDG			1			1			0			0.777			2580									Com-Indoor-CFLPGEMLIExCZ06			Com-Indoor-CFLSCEMLIExCZ06			Com-Indoor-CFLSDGMLIExCZ06


			Exterior/None - Manufacturing - Light Industrial - 07			Manufacturing - Light Industrial			07			Exterior/None			Com-Indoor-CFL			Ex			MLI			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.777			2580									Com-Indoor-CFLPGEMLIExCZ07			Com-Indoor-CFLSCEMLIExCZ07			Com-Indoor-CFLSDGMLIExCZ07


			Exterior/None - Manufacturing - Light Industrial - 08			Manufacturing - Light Industrial			08			Exterior/None			Com-Indoor-CFL			Ex			MLI			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.777			2580			SDG			1			1			0			0.777			2580									Com-Indoor-CFLPGEMLIExCZ08			Com-Indoor-CFLSCEMLIExCZ08			Com-Indoor-CFLSDGMLIExCZ08


			Exterior/None - Manufacturing - Light Industrial - 09			Manufacturing - Light Industrial			09			Exterior/None			Com-Indoor-CFL			Ex			MLI			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.777			2580			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMLIExCZ09			Com-Indoor-CFLSCEMLIExCZ09			Com-Indoor-CFLSDGMLIExCZ09


			Exterior/None - Manufacturing - Light Industrial - 10			Manufacturing - Light Industrial			10			Exterior/None			Com-Indoor-CFL			Ex			MLI			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.777			2580			SDG			1			1			0			0.777			2580									Com-Indoor-CFLPGEMLIExCZ10			Com-Indoor-CFLSCEMLIExCZ10			Com-Indoor-CFLSDGMLIExCZ10


			Exterior/None - Manufacturing - Light Industrial - 11			Manufacturing - Light Industrial			11			Exterior/None			Com-Indoor-CFL			Ex			MLI			CZ11			Wtd			PGE			1			1			0			0.777			2580			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMLIExCZ11			Com-Indoor-CFLSCEMLIExCZ11			Com-Indoor-CFLSDGMLIExCZ11


			Exterior/None - Manufacturing - Light Industrial - 12			Manufacturing - Light Industrial			12			Exterior/None			Com-Indoor-CFL			Ex			MLI			CZ12			Wtd			PGE			1			1			0			0.777			2580			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMLIExCZ12			Com-Indoor-CFLSCEMLIExCZ12			Com-Indoor-CFLSDGMLIExCZ12


			Exterior/None - Manufacturing - Light Industrial - 13			Manufacturing - Light Industrial			13			Exterior/None			Com-Indoor-CFL			Ex			MLI			CZ13			Wtd			PGE			1			1			0			0.777			2580			SCE			1			1			0			0.777			2580			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMLIExCZ13			Com-Indoor-CFLSCEMLIExCZ13			Com-Indoor-CFLSDGMLIExCZ13


			Exterior/None - Manufacturing - Light Industrial - 14			Manufacturing - Light Industrial			14			Exterior/None			Com-Indoor-CFL			Ex			MLI			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.777			2580			SDG			1			1			0			0.777			2580									Com-Indoor-CFLPGEMLIExCZ14			Com-Indoor-CFLSCEMLIExCZ14			Com-Indoor-CFLSDGMLIExCZ14


			Exterior/None - Manufacturing - Light Industrial - 15			Manufacturing - Light Industrial			15			Exterior/None			Com-Indoor-CFL			Ex			MLI			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.777			2580			SDG			1			1			0			0.777			2580									Com-Indoor-CFLPGEMLIExCZ15			Com-Indoor-CFLSCEMLIExCZ15			Com-Indoor-CFLSDGMLIExCZ15


			Exterior/None - Manufacturing - Light Industrial - 16			Manufacturing - Light Industrial			16			Exterior/None			Com-Indoor-CFL			Ex			MLI			CZ16			Wtd			PGE			1			1			0			0.777			2580			SCE			1			1			0			0.777			2580			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMLIExCZ16			Com-Indoor-CFLSCEMLIExCZ16			Com-Indoor-CFLSDGMLIExCZ16


			Exterior/None - Manufacturing - Light Industrial - 17			Manufacturing - Light Industrial			17			Exterior/None			Com-Indoor-CFL			Ex			MLI			IOU			Wtd			PGE			1			1			0			0.777			2580			SCE			1			1			0			0.777			2580			SDG			1			1			0			0.777			2580									Com-Indoor-CFLPGEMLIExIOU			Com-Indoor-CFLSCEMLIExIOU			Com-Indoor-CFLSDGMLIExIOU


			Exterior/None - Misc - Commercial - 01			Misc - Commercial			01			Exterior/None			Com-Indoor-CFL			Ex			MiC			CZ01			Wtd			PGE			1			1			0			0.726			3940			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMiCExCZ01			Com-Indoor-CFLSCEMiCExCZ01			Com-Indoor-CFLSDGMiCExCZ01


			Exterior/None - Misc - Commercial - 02			Misc - Commercial			02			Exterior/None			Com-Indoor-CFL			Ex			MiC			CZ02			Wtd			PGE			1			1			0			0.726			3940			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMiCExCZ02			Com-Indoor-CFLSCEMiCExCZ02			Com-Indoor-CFLSDGMiCExCZ02


			Exterior/None - Misc - Commercial - 03			Misc - Commercial			03			Exterior/None			Com-Indoor-CFL			Ex			MiC			CZ03			Wtd			PGE			1			1			0			0.726			3940			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMiCExCZ03			Com-Indoor-CFLSCEMiCExCZ03			Com-Indoor-CFLSDGMiCExCZ03


			Exterior/None - Misc - Commercial - 04			Misc - Commercial			04			Exterior/None			Com-Indoor-CFL			Ex			MiC			CZ04			Wtd			PGE			1			1			0			0.726			3940			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMiCExCZ04			Com-Indoor-CFLSCEMiCExCZ04			Com-Indoor-CFLSDGMiCExCZ04


			Exterior/None - Misc - Commercial - 05			Misc - Commercial			05			Exterior/None			Com-Indoor-CFL			Ex			MiC			CZ05			Wtd			PGE			1			1			0			0.726			3940			SCE			1			1			0			0.726			3940			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMiCExCZ05			Com-Indoor-CFLSCEMiCExCZ05			Com-Indoor-CFLSDGMiCExCZ05


			Exterior/None - Misc - Commercial - 06			Misc - Commercial			06			Exterior/None			Com-Indoor-CFL			Ex			MiC			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.726			3940			SDG			1			1			0			0.726			3940									Com-Indoor-CFLPGEMiCExCZ06			Com-Indoor-CFLSCEMiCExCZ06			Com-Indoor-CFLSDGMiCExCZ06


			Exterior/None - Misc - Commercial - 07			Misc - Commercial			07			Exterior/None			Com-Indoor-CFL			Ex			MiC			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.726			3940									Com-Indoor-CFLPGEMiCExCZ07			Com-Indoor-CFLSCEMiCExCZ07			Com-Indoor-CFLSDGMiCExCZ07


			Exterior/None - Misc - Commercial - 08			Misc - Commercial			08			Exterior/None			Com-Indoor-CFL			Ex			MiC			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.726			3940			SDG			1			1			0			0.726			3940									Com-Indoor-CFLPGEMiCExCZ08			Com-Indoor-CFLSCEMiCExCZ08			Com-Indoor-CFLSDGMiCExCZ08


			Exterior/None - Misc - Commercial - 09			Misc - Commercial			09			Exterior/None			Com-Indoor-CFL			Ex			MiC			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.726			3940			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMiCExCZ09			Com-Indoor-CFLSCEMiCExCZ09			Com-Indoor-CFLSDGMiCExCZ09


			Exterior/None - Misc - Commercial - 10			Misc - Commercial			10			Exterior/None			Com-Indoor-CFL			Ex			MiC			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.726			3940			SDG			1			1			0			0.726			3940									Com-Indoor-CFLPGEMiCExCZ10			Com-Indoor-CFLSCEMiCExCZ10			Com-Indoor-CFLSDGMiCExCZ10


			Exterior/None - Misc - Commercial - 11			Misc - Commercial			11			Exterior/None			Com-Indoor-CFL			Ex			MiC			CZ11			Wtd			PGE			1			1			0			0.726			3940			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMiCExCZ11			Com-Indoor-CFLSCEMiCExCZ11			Com-Indoor-CFLSDGMiCExCZ11


			Exterior/None - Misc - Commercial - 12			Misc - Commercial			12			Exterior/None			Com-Indoor-CFL			Ex			MiC			CZ12			Wtd			PGE			1			1			0			0.726			3940			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMiCExCZ12			Com-Indoor-CFLSCEMiCExCZ12			Com-Indoor-CFLSDGMiCExCZ12


			Exterior/None - Misc - Commercial - 13			Misc - Commercial			13			Exterior/None			Com-Indoor-CFL			Ex			MiC			CZ13			Wtd			PGE			1			1			0			0.726			3940			SCE			1			1			0			0.726			3940			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMiCExCZ13			Com-Indoor-CFLSCEMiCExCZ13			Com-Indoor-CFLSDGMiCExCZ13


			Exterior/None - Misc - Commercial - 14			Misc - Commercial			14			Exterior/None			Com-Indoor-CFL			Ex			MiC			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.726			3940			SDG			1			1			0			0.726			3940									Com-Indoor-CFLPGEMiCExCZ14			Com-Indoor-CFLSCEMiCExCZ14			Com-Indoor-CFLSDGMiCExCZ14


			Exterior/None - Misc - Commercial - 15			Misc - Commercial			15			Exterior/None			Com-Indoor-CFL			Ex			MiC			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.726			3940			SDG			1			1			0			0.726			3940									Com-Indoor-CFLPGEMiCExCZ15			Com-Indoor-CFLSCEMiCExCZ15			Com-Indoor-CFLSDGMiCExCZ15


			Exterior/None - Misc - Commercial - 16			Misc - Commercial			16			Exterior/None			Com-Indoor-CFL			Ex			MiC			CZ16			Wtd			PGE			1			1			0			0.726			3940			SCE			1			1			0			0.726			3940			SDG			1			1			0			0			0									Com-Indoor-CFLPGEMiCExCZ16			Com-Indoor-CFLSCEMiCExCZ16			Com-Indoor-CFLSDGMiCExCZ16


			Exterior/None - Misc - Commercial - 17			Misc - Commercial			17			Exterior/None			Com-Indoor-CFL			Ex			MiC			IOU			Wtd			PGE			1			1			0			0.726			3940			SCE			1			1			0			0.726			3940			SDG			1			1			0			0.726			3940									Com-Indoor-CFLPGEMiCExIOU			Com-Indoor-CFLSCEMiCExIOU			Com-Indoor-CFLSDGMiCExIOU


			Exterior/None - Office - Large - 01			Office - Large			01			Exterior/None			Com-Indoor-CFL			Ex			OfL			CZ01			Wtd			PGE			1			1			0			0.625			3000			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfLExCZ01			Com-Indoor-CFLSCEOfLExCZ01			Com-Indoor-CFLSDGOfLExCZ01


			Exterior/None - Office - Large - 02			Office - Large			02			Exterior/None			Com-Indoor-CFL			Ex			OfL			CZ02			Wtd			PGE			1			1			0			0.625			3000			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfLExCZ02			Com-Indoor-CFLSCEOfLExCZ02			Com-Indoor-CFLSDGOfLExCZ02


			Exterior/None - Office - Large - 03			Office - Large			03			Exterior/None			Com-Indoor-CFL			Ex			OfL			CZ03			Wtd			PGE			1			1			0			0.625			3000			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfLExCZ03			Com-Indoor-CFLSCEOfLExCZ03			Com-Indoor-CFLSDGOfLExCZ03


			Exterior/None - Office - Large - 04			Office - Large			04			Exterior/None			Com-Indoor-CFL			Ex			OfL			CZ04			Wtd			PGE			1			1			0			0.625			3000			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfLExCZ04			Com-Indoor-CFLSCEOfLExCZ04			Com-Indoor-CFLSDGOfLExCZ04


			Exterior/None - Office - Large - 05			Office - Large			05			Exterior/None			Com-Indoor-CFL			Ex			OfL			CZ05			Wtd			PGE			1			1			0			0.625			3000			SCE			1			1			0			0.625			3000			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfLExCZ05			Com-Indoor-CFLSCEOfLExCZ05			Com-Indoor-CFLSDGOfLExCZ05


			Exterior/None - Office - Large - 06			Office - Large			06			Exterior/None			Com-Indoor-CFL			Ex			OfL			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.625			3000			SDG			1			1			0			0.625			3000									Com-Indoor-CFLPGEOfLExCZ06			Com-Indoor-CFLSCEOfLExCZ06			Com-Indoor-CFLSDGOfLExCZ06


			Exterior/None - Office - Large - 07			Office - Large			07			Exterior/None			Com-Indoor-CFL			Ex			OfL			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.625			3000									Com-Indoor-CFLPGEOfLExCZ07			Com-Indoor-CFLSCEOfLExCZ07			Com-Indoor-CFLSDGOfLExCZ07


			Exterior/None - Office - Large - 08			Office - Large			08			Exterior/None			Com-Indoor-CFL			Ex			OfL			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.625			3000			SDG			1			1			0			0.625			3000									Com-Indoor-CFLPGEOfLExCZ08			Com-Indoor-CFLSCEOfLExCZ08			Com-Indoor-CFLSDGOfLExCZ08


			Exterior/None - Office - Large - 09			Office - Large			09			Exterior/None			Com-Indoor-CFL			Ex			OfL			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.625			3000			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfLExCZ09			Com-Indoor-CFLSCEOfLExCZ09			Com-Indoor-CFLSDGOfLExCZ09


			Exterior/None - Office - Large - 10			Office - Large			10			Exterior/None			Com-Indoor-CFL			Ex			OfL			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.625			3000			SDG			1			1			0			0.625			3000									Com-Indoor-CFLPGEOfLExCZ10			Com-Indoor-CFLSCEOfLExCZ10			Com-Indoor-CFLSDGOfLExCZ10


			Exterior/None - Office - Large - 11			Office - Large			11			Exterior/None			Com-Indoor-CFL			Ex			OfL			CZ11			Wtd			PGE			1			1			0			0.625			3000			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfLExCZ11			Com-Indoor-CFLSCEOfLExCZ11			Com-Indoor-CFLSDGOfLExCZ11


			Exterior/None - Office - Large - 12			Office - Large			12			Exterior/None			Com-Indoor-CFL			Ex			OfL			CZ12			Wtd			PGE			1			1			0			0.625			3000			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfLExCZ12			Com-Indoor-CFLSCEOfLExCZ12			Com-Indoor-CFLSDGOfLExCZ12


			Exterior/None - Office - Large - 13			Office - Large			13			Exterior/None			Com-Indoor-CFL			Ex			OfL			CZ13			Wtd			PGE			1			1			0			0.625			3000			SCE			1			1			0			0.625			3000			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfLExCZ13			Com-Indoor-CFLSCEOfLExCZ13			Com-Indoor-CFLSDGOfLExCZ13


			Exterior/None - Office - Large - 14			Office - Large			14			Exterior/None			Com-Indoor-CFL			Ex			OfL			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.625			3000			SDG			1			1			0			0.625			3000									Com-Indoor-CFLPGEOfLExCZ14			Com-Indoor-CFLSCEOfLExCZ14			Com-Indoor-CFLSDGOfLExCZ14


			Exterior/None - Office - Large - 15			Office - Large			15			Exterior/None			Com-Indoor-CFL			Ex			OfL			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.625			3000			SDG			1			1			0			0.625			3000									Com-Indoor-CFLPGEOfLExCZ15			Com-Indoor-CFLSCEOfLExCZ15			Com-Indoor-CFLSDGOfLExCZ15


			Exterior/None - Office - Large - 16			Office - Large			16			Exterior/None			Com-Indoor-CFL			Ex			OfL			CZ16			Wtd			PGE			1			1			0			0.625			3000			SCE			1			1			0			0.625			3000			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfLExCZ16			Com-Indoor-CFLSCEOfLExCZ16			Com-Indoor-CFLSDGOfLExCZ16


			Exterior/None - Office - Large - 17			Office - Large			17			Exterior/None			Com-Indoor-CFL			Ex			OfL			IOU			Wtd			PGE			1			1			0			0.625			3000			SCE			1			1			0			0.625			3000			SDG			1			1			0			0.625			3000									Com-Indoor-CFLPGEOfLExIOU			Com-Indoor-CFLSCEOfLExIOU			Com-Indoor-CFLSDGOfLExIOU


			Exterior/None - Office - Small - 01			Office - Small			01			Exterior/None			Com-Indoor-CFL			Ex			OfS			CZ01			Wtd			PGE			1			1			0			0.678			2980			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfSExCZ01			Com-Indoor-CFLSCEOfSExCZ01			Com-Indoor-CFLSDGOfSExCZ01


			Exterior/None - Office - Small - 02			Office - Small			02			Exterior/None			Com-Indoor-CFL			Ex			OfS			CZ02			Wtd			PGE			1			1			0			0.678			2980			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfSExCZ02			Com-Indoor-CFLSCEOfSExCZ02			Com-Indoor-CFLSDGOfSExCZ02


			Exterior/None - Office - Small - 03			Office - Small			03			Exterior/None			Com-Indoor-CFL			Ex			OfS			CZ03			Wtd			PGE			1			1			0			0.678			2980			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfSExCZ03			Com-Indoor-CFLSCEOfSExCZ03			Com-Indoor-CFLSDGOfSExCZ03


			Exterior/None - Office - Small - 04			Office - Small			04			Exterior/None			Com-Indoor-CFL			Ex			OfS			CZ04			Wtd			PGE			1			1			0			0.678			2980			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfSExCZ04			Com-Indoor-CFLSCEOfSExCZ04			Com-Indoor-CFLSDGOfSExCZ04


			Exterior/None - Office - Small - 05			Office - Small			05			Exterior/None			Com-Indoor-CFL			Ex			OfS			CZ05			Wtd			PGE			1			1			0			0.678			2980			SCE			1			1			0			0.678			2980			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfSExCZ05			Com-Indoor-CFLSCEOfSExCZ05			Com-Indoor-CFLSDGOfSExCZ05


			Exterior/None - Office - Small - 06			Office - Small			06			Exterior/None			Com-Indoor-CFL			Ex			OfS			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.678			2980			SDG			1			1			0			0.678			2980									Com-Indoor-CFLPGEOfSExCZ06			Com-Indoor-CFLSCEOfSExCZ06			Com-Indoor-CFLSDGOfSExCZ06


			Exterior/None - Office - Small - 07			Office - Small			07			Exterior/None			Com-Indoor-CFL			Ex			OfS			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.678			2980									Com-Indoor-CFLPGEOfSExCZ07			Com-Indoor-CFLSCEOfSExCZ07			Com-Indoor-CFLSDGOfSExCZ07


			Exterior/None - Office - Small - 08			Office - Small			08			Exterior/None			Com-Indoor-CFL			Ex			OfS			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.678			2980			SDG			1			1			0			0.678			2980									Com-Indoor-CFLPGEOfSExCZ08			Com-Indoor-CFLSCEOfSExCZ08			Com-Indoor-CFLSDGOfSExCZ08


			Exterior/None - Office - Small - 09			Office - Small			09			Exterior/None			Com-Indoor-CFL			Ex			OfS			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.678			2980			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfSExCZ09			Com-Indoor-CFLSCEOfSExCZ09			Com-Indoor-CFLSDGOfSExCZ09


			Exterior/None - Office - Small - 10			Office - Small			10			Exterior/None			Com-Indoor-CFL			Ex			OfS			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.678			2980			SDG			1			1			0			0.678			2980									Com-Indoor-CFLPGEOfSExCZ10			Com-Indoor-CFLSCEOfSExCZ10			Com-Indoor-CFLSDGOfSExCZ10


			Exterior/None - Office - Small - 11			Office - Small			11			Exterior/None			Com-Indoor-CFL			Ex			OfS			CZ11			Wtd			PGE			1			1			0			0.678			2980			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfSExCZ11			Com-Indoor-CFLSCEOfSExCZ11			Com-Indoor-CFLSDGOfSExCZ11


			Exterior/None - Office - Small - 12			Office - Small			12			Exterior/None			Com-Indoor-CFL			Ex			OfS			CZ12			Wtd			PGE			1			1			0			0.678			2980			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfSExCZ12			Com-Indoor-CFLSCEOfSExCZ12			Com-Indoor-CFLSDGOfSExCZ12


			Exterior/None - Office - Small - 13			Office - Small			13			Exterior/None			Com-Indoor-CFL			Ex			OfS			CZ13			Wtd			PGE			1			1			0			0.678			2980			SCE			1			1			0			0.678			2980			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfSExCZ13			Com-Indoor-CFLSCEOfSExCZ13			Com-Indoor-CFLSDGOfSExCZ13


			Exterior/None - Office - Small - 14			Office - Small			14			Exterior/None			Com-Indoor-CFL			Ex			OfS			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.678			2980			SDG			1			1			0			0.678			2980									Com-Indoor-CFLPGEOfSExCZ14			Com-Indoor-CFLSCEOfSExCZ14			Com-Indoor-CFLSDGOfSExCZ14


			Exterior/None - Office - Small - 15			Office - Small			15			Exterior/None			Com-Indoor-CFL			Ex			OfS			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.678			2980			SDG			1			1			0			0.678			2980									Com-Indoor-CFLPGEOfSExCZ15			Com-Indoor-CFLSCEOfSExCZ15			Com-Indoor-CFLSDGOfSExCZ15


			Exterior/None - Office - Small - 16			Office - Small			16			Exterior/None			Com-Indoor-CFL			Ex			OfS			CZ16			Wtd			PGE			1			1			0			0.678			2980			SCE			1			1			0			0.678			2980			SDG			1			1			0			0			0									Com-Indoor-CFLPGEOfSExCZ16			Com-Indoor-CFLSCEOfSExCZ16			Com-Indoor-CFLSDGOfSExCZ16


			Exterior/None - Office - Small - 17			Office - Small			17			Exterior/None			Com-Indoor-CFL			Ex			OfS			IOU			Wtd			PGE			1			1			0			0.678			2980			SCE			1			1			0			0.678			2980			SDG			1			1			0			0.678			2980									Com-Indoor-CFLPGEOfSExIOU			Com-Indoor-CFLSCEOfSExIOU			Com-Indoor-CFLSDGOfSExIOU


			Exterior/None - Restaurant - Fast-Food - 01			Restaurant - Fast-Food			01			Exterior/None			Com-Indoor-CFL			Ex			RFF			CZ01			Wtd			PGE			1			1			0			0.808			4810			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERFFExCZ01			Com-Indoor-CFLSCERFFExCZ01			Com-Indoor-CFLSDGRFFExCZ01


			Exterior/None - Restaurant - Fast-Food - 02			Restaurant - Fast-Food			02			Exterior/None			Com-Indoor-CFL			Ex			RFF			CZ02			Wtd			PGE			1			1			0			0.808			4810			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERFFExCZ02			Com-Indoor-CFLSCERFFExCZ02			Com-Indoor-CFLSDGRFFExCZ02


			Exterior/None - Restaurant - Fast-Food - 03			Restaurant - Fast-Food			03			Exterior/None			Com-Indoor-CFL			Ex			RFF			CZ03			Wtd			PGE			1			1			0			0.808			4810			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERFFExCZ03			Com-Indoor-CFLSCERFFExCZ03			Com-Indoor-CFLSDGRFFExCZ03


			Exterior/None - Restaurant - Fast-Food - 04			Restaurant - Fast-Food			04			Exterior/None			Com-Indoor-CFL			Ex			RFF			CZ04			Wtd			PGE			1			1			0			0.808			4810			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERFFExCZ04			Com-Indoor-CFLSCERFFExCZ04			Com-Indoor-CFLSDGRFFExCZ04


			Exterior/None - Restaurant - Fast-Food - 05			Restaurant - Fast-Food			05			Exterior/None			Com-Indoor-CFL			Ex			RFF			CZ05			Wtd			PGE			1			1			0			0.808			4810			SCE			1			1			0			0.808			4810			SDG			1			1			0			0			0									Com-Indoor-CFLPGERFFExCZ05			Com-Indoor-CFLSCERFFExCZ05			Com-Indoor-CFLSDGRFFExCZ05


			Exterior/None - Restaurant - Fast-Food - 06			Restaurant - Fast-Food			06			Exterior/None			Com-Indoor-CFL			Ex			RFF			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.808			4810			SDG			1			1			0			0.808			4810									Com-Indoor-CFLPGERFFExCZ06			Com-Indoor-CFLSCERFFExCZ06			Com-Indoor-CFLSDGRFFExCZ06


			Exterior/None - Restaurant - Fast-Food - 07			Restaurant - Fast-Food			07			Exterior/None			Com-Indoor-CFL			Ex			RFF			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.808			4810									Com-Indoor-CFLPGERFFExCZ07			Com-Indoor-CFLSCERFFExCZ07			Com-Indoor-CFLSDGRFFExCZ07


			Exterior/None - Restaurant - Fast-Food - 08			Restaurant - Fast-Food			08			Exterior/None			Com-Indoor-CFL			Ex			RFF			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.808			4810			SDG			1			1			0			0.808			4810									Com-Indoor-CFLPGERFFExCZ08			Com-Indoor-CFLSCERFFExCZ08			Com-Indoor-CFLSDGRFFExCZ08


			Exterior/None - Restaurant - Fast-Food - 09			Restaurant - Fast-Food			09			Exterior/None			Com-Indoor-CFL			Ex			RFF			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.808			4810			SDG			1			1			0			0			0									Com-Indoor-CFLPGERFFExCZ09			Com-Indoor-CFLSCERFFExCZ09			Com-Indoor-CFLSDGRFFExCZ09


			Exterior/None - Restaurant - Fast-Food - 10			Restaurant - Fast-Food			10			Exterior/None			Com-Indoor-CFL			Ex			RFF			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.808			4810			SDG			1			1			0			0.808			4810									Com-Indoor-CFLPGERFFExCZ10			Com-Indoor-CFLSCERFFExCZ10			Com-Indoor-CFLSDGRFFExCZ10


			Exterior/None - Restaurant - Fast-Food - 11			Restaurant - Fast-Food			11			Exterior/None			Com-Indoor-CFL			Ex			RFF			CZ11			Wtd			PGE			1			1			0			0.808			4810			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERFFExCZ11			Com-Indoor-CFLSCERFFExCZ11			Com-Indoor-CFLSDGRFFExCZ11


			Exterior/None - Restaurant - Fast-Food - 12			Restaurant - Fast-Food			12			Exterior/None			Com-Indoor-CFL			Ex			RFF			CZ12			Wtd			PGE			1			1			0			0.808			4810			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERFFExCZ12			Com-Indoor-CFLSCERFFExCZ12			Com-Indoor-CFLSDGRFFExCZ12


			Exterior/None - Restaurant - Fast-Food - 13			Restaurant - Fast-Food			13			Exterior/None			Com-Indoor-CFL			Ex			RFF			CZ13			Wtd			PGE			1			1			0			0.808			4810			SCE			1			1			0			0.808			4810			SDG			1			1			0			0			0									Com-Indoor-CFLPGERFFExCZ13			Com-Indoor-CFLSCERFFExCZ13			Com-Indoor-CFLSDGRFFExCZ13


			Exterior/None - Restaurant - Fast-Food - 14			Restaurant - Fast-Food			14			Exterior/None			Com-Indoor-CFL			Ex			RFF			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.808			4810			SDG			1			1			0			0.808			4810									Com-Indoor-CFLPGERFFExCZ14			Com-Indoor-CFLSCERFFExCZ14			Com-Indoor-CFLSDGRFFExCZ14


			Exterior/None - Restaurant - Fast-Food - 15			Restaurant - Fast-Food			15			Exterior/None			Com-Indoor-CFL			Ex			RFF			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.808			4810			SDG			1			1			0			0.808			4810									Com-Indoor-CFLPGERFFExCZ15			Com-Indoor-CFLSCERFFExCZ15			Com-Indoor-CFLSDGRFFExCZ15


			Exterior/None - Restaurant - Fast-Food - 16			Restaurant - Fast-Food			16			Exterior/None			Com-Indoor-CFL			Ex			RFF			CZ16			Wtd			PGE			1			1			0			0.808			4810			SCE			1			1			0			0.808			4810			SDG			1			1			0			0			0									Com-Indoor-CFLPGERFFExCZ16			Com-Indoor-CFLSCERFFExCZ16			Com-Indoor-CFLSDGRFFExCZ16


			Exterior/None - Restaurant - Fast-Food - 17			Restaurant - Fast-Food			17			Exterior/None			Com-Indoor-CFL			Ex			RFF			IOU			Wtd			PGE			1			1			0			0.808			4810			SCE			1			1			0			0.808			4810			SDG			1			1			0			0.808			4810									Com-Indoor-CFLPGERFFExIOU			Com-Indoor-CFLSCERFFExIOU			Com-Indoor-CFLSDGRFFExIOU


			Exterior/None - Restaurant - Sit-Down - 01			Restaurant - Sit-Down			01			Exterior/None			Com-Indoor-CFL			Ex			RSD			CZ01			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERSDExCZ01			Com-Indoor-CFLSCERSDExCZ01			Com-Indoor-CFLSDGRSDExCZ01


			Exterior/None - Restaurant - Sit-Down - 02			Restaurant - Sit-Down			02			Exterior/None			Com-Indoor-CFL			Ex			RSD			CZ02			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERSDExCZ02			Com-Indoor-CFLSCERSDExCZ02			Com-Indoor-CFLSDGRSDExCZ02


			Exterior/None - Restaurant - Sit-Down - 03			Restaurant - Sit-Down			03			Exterior/None			Com-Indoor-CFL			Ex			RSD			CZ03			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERSDExCZ03			Com-Indoor-CFLSCERSDExCZ03			Com-Indoor-CFLSDGRSDExCZ03


			Exterior/None - Restaurant - Sit-Down - 04			Restaurant - Sit-Down			04			Exterior/None			Com-Indoor-CFL			Ex			RSD			CZ04			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERSDExCZ04			Com-Indoor-CFLSCERSDExCZ04			Com-Indoor-CFLSDGRSDExCZ04


			Exterior/None - Restaurant - Sit-Down - 05			Restaurant - Sit-Down			05			Exterior/None			Com-Indoor-CFL			Ex			RSD			CZ05			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0.8			4830			SDG			1			1			0			0			0									Com-Indoor-CFLPGERSDExCZ05			Com-Indoor-CFLSCERSDExCZ05			Com-Indoor-CFLSDGRSDExCZ05


			Exterior/None - Restaurant - Sit-Down - 06			Restaurant - Sit-Down			06			Exterior/None			Com-Indoor-CFL			Ex			RSD			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.8			4830			SDG			1			1			0			0.8			4830									Com-Indoor-CFLPGERSDExCZ06			Com-Indoor-CFLSCERSDExCZ06			Com-Indoor-CFLSDGRSDExCZ06


			Exterior/None - Restaurant - Sit-Down - 07			Restaurant - Sit-Down			07			Exterior/None			Com-Indoor-CFL			Ex			RSD			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.8			4830									Com-Indoor-CFLPGERSDExCZ07			Com-Indoor-CFLSCERSDExCZ07			Com-Indoor-CFLSDGRSDExCZ07


			Exterior/None - Restaurant - Sit-Down - 08			Restaurant - Sit-Down			08			Exterior/None			Com-Indoor-CFL			Ex			RSD			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.8			4830			SDG			1			1			0			0.8			4830									Com-Indoor-CFLPGERSDExCZ08			Com-Indoor-CFLSCERSDExCZ08			Com-Indoor-CFLSDGRSDExCZ08


			Exterior/None - Restaurant - Sit-Down - 09			Restaurant - Sit-Down			09			Exterior/None			Com-Indoor-CFL			Ex			RSD			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.8			4830			SDG			1			1			0			0			0									Com-Indoor-CFLPGERSDExCZ09			Com-Indoor-CFLSCERSDExCZ09			Com-Indoor-CFLSDGRSDExCZ09


			Exterior/None - Restaurant - Sit-Down - 10			Restaurant - Sit-Down			10			Exterior/None			Com-Indoor-CFL			Ex			RSD			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.8			4830			SDG			1			1			0			0.8			4830									Com-Indoor-CFLPGERSDExCZ10			Com-Indoor-CFLSCERSDExCZ10			Com-Indoor-CFLSDGRSDExCZ10


			Exterior/None - Restaurant - Sit-Down - 11			Restaurant - Sit-Down			11			Exterior/None			Com-Indoor-CFL			Ex			RSD			CZ11			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERSDExCZ11			Com-Indoor-CFLSCERSDExCZ11			Com-Indoor-CFLSDGRSDExCZ11


			Exterior/None - Restaurant - Sit-Down - 12			Restaurant - Sit-Down			12			Exterior/None			Com-Indoor-CFL			Ex			RSD			CZ12			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERSDExCZ12			Com-Indoor-CFLSCERSDExCZ12			Com-Indoor-CFLSDGRSDExCZ12


			Exterior/None - Restaurant - Sit-Down - 13			Restaurant - Sit-Down			13			Exterior/None			Com-Indoor-CFL			Ex			RSD			CZ13			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0.8			4830			SDG			1			1			0			0			0									Com-Indoor-CFLPGERSDExCZ13			Com-Indoor-CFLSCERSDExCZ13			Com-Indoor-CFLSDGRSDExCZ13


			Exterior/None - Restaurant - Sit-Down - 14			Restaurant - Sit-Down			14			Exterior/None			Com-Indoor-CFL			Ex			RSD			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.8			4830			SDG			1			1			0			0.8			4830									Com-Indoor-CFLPGERSDExCZ14			Com-Indoor-CFLSCERSDExCZ14			Com-Indoor-CFLSDGRSDExCZ14


			Exterior/None - Restaurant - Sit-Down - 15			Restaurant - Sit-Down			15			Exterior/None			Com-Indoor-CFL			Ex			RSD			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.8			4830			SDG			1			1			0			0.8			4830									Com-Indoor-CFLPGERSDExCZ15			Com-Indoor-CFLSCERSDExCZ15			Com-Indoor-CFLSDGRSDExCZ15


			Exterior/None - Restaurant - Sit-Down - 16			Restaurant - Sit-Down			16			Exterior/None			Com-Indoor-CFL			Ex			RSD			CZ16			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0.8			4830			SDG			1			1			0			0			0									Com-Indoor-CFLPGERSDExCZ16			Com-Indoor-CFLSCERSDExCZ16			Com-Indoor-CFLSDGRSDExCZ16


			Exterior/None - Restaurant - Sit-Down - 17			Restaurant - Sit-Down			17			Exterior/None			Com-Indoor-CFL			Ex			RSD			IOU			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0.8			4830			SDG			1			1			0			0.8			4830									Com-Indoor-CFLPGERSDExIOU			Com-Indoor-CFLSCERSDExIOU			Com-Indoor-CFLSDGRSDExIOU


			Exterior/None - Retail - Multistory Large - 01			Retail - Multistory Large			01			Exterior/None			Com-Indoor-CFL			Ex			Rt3			CZ01			Wtd			PGE			1			1			0			0.631			3710			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERt3ExCZ01			Com-Indoor-CFLSCERt3ExCZ01			Com-Indoor-CFLSDGRt3ExCZ01


			Exterior/None - Retail - Multistory Large - 02			Retail - Multistory Large			02			Exterior/None			Com-Indoor-CFL			Ex			Rt3			CZ02			Wtd			PGE			1			1			0			0.631			3710			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERt3ExCZ02			Com-Indoor-CFLSCERt3ExCZ02			Com-Indoor-CFLSDGRt3ExCZ02


			Exterior/None - Retail - Multistory Large - 03			Retail - Multistory Large			03			Exterior/None			Com-Indoor-CFL			Ex			Rt3			CZ03			Wtd			PGE			1			1			0			0.631			3710			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERt3ExCZ03			Com-Indoor-CFLSCERt3ExCZ03			Com-Indoor-CFLSDGRt3ExCZ03


			Exterior/None - Retail - Multistory Large - 04			Retail - Multistory Large			04			Exterior/None			Com-Indoor-CFL			Ex			Rt3			CZ04			Wtd			PGE			1			1			0			0.631			3710			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERt3ExCZ04			Com-Indoor-CFLSCERt3ExCZ04			Com-Indoor-CFLSDGRt3ExCZ04


			Exterior/None - Retail - Multistory Large - 05			Retail - Multistory Large			05			Exterior/None			Com-Indoor-CFL			Ex			Rt3			CZ05			Wtd			PGE			1			1			0			0.631			3710			SCE			1			1			0			0.631			3710			SDG			1			1			0			0			0									Com-Indoor-CFLPGERt3ExCZ05			Com-Indoor-CFLSCERt3ExCZ05			Com-Indoor-CFLSDGRt3ExCZ05


			Exterior/None - Retail - Multistory Large - 06			Retail - Multistory Large			06			Exterior/None			Com-Indoor-CFL			Ex			Rt3			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.631			3710			SDG			1			1			0			0.631			3710									Com-Indoor-CFLPGERt3ExCZ06			Com-Indoor-CFLSCERt3ExCZ06			Com-Indoor-CFLSDGRt3ExCZ06


			Exterior/None - Retail - Multistory Large - 07			Retail - Multistory Large			07			Exterior/None			Com-Indoor-CFL			Ex			Rt3			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.631			3710									Com-Indoor-CFLPGERt3ExCZ07			Com-Indoor-CFLSCERt3ExCZ07			Com-Indoor-CFLSDGRt3ExCZ07


			Exterior/None - Retail - Multistory Large - 08			Retail - Multistory Large			08			Exterior/None			Com-Indoor-CFL			Ex			Rt3			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.631			3710			SDG			1			1			0			0.631			3710									Com-Indoor-CFLPGERt3ExCZ08			Com-Indoor-CFLSCERt3ExCZ08			Com-Indoor-CFLSDGRt3ExCZ08


			Exterior/None - Retail - Multistory Large - 09			Retail - Multistory Large			09			Exterior/None			Com-Indoor-CFL			Ex			Rt3			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.631			3710			SDG			1			1			0			0			0									Com-Indoor-CFLPGERt3ExCZ09			Com-Indoor-CFLSCERt3ExCZ09			Com-Indoor-CFLSDGRt3ExCZ09


			Exterior/None - Retail - Multistory Large - 10			Retail - Multistory Large			10			Exterior/None			Com-Indoor-CFL			Ex			Rt3			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.631			3710			SDG			1			1			0			0.631			3710									Com-Indoor-CFLPGERt3ExCZ10			Com-Indoor-CFLSCERt3ExCZ10			Com-Indoor-CFLSDGRt3ExCZ10


			Exterior/None - Retail - Multistory Large - 11			Retail - Multistory Large			11			Exterior/None			Com-Indoor-CFL			Ex			Rt3			CZ11			Wtd			PGE			1			1			0			0.631			3710			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERt3ExCZ11			Com-Indoor-CFLSCERt3ExCZ11			Com-Indoor-CFLSDGRt3ExCZ11


			Exterior/None - Retail - Multistory Large - 12			Retail - Multistory Large			12			Exterior/None			Com-Indoor-CFL			Ex			Rt3			CZ12			Wtd			PGE			1			1			0			0.631			3710			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERt3ExCZ12			Com-Indoor-CFLSCERt3ExCZ12			Com-Indoor-CFLSDGRt3ExCZ12


			Exterior/None - Retail - Multistory Large - 13			Retail - Multistory Large			13			Exterior/None			Com-Indoor-CFL			Ex			Rt3			CZ13			Wtd			PGE			1			1			0			0.631			3710			SCE			1			1			0			0.631			3710			SDG			1			1			0			0			0									Com-Indoor-CFLPGERt3ExCZ13			Com-Indoor-CFLSCERt3ExCZ13			Com-Indoor-CFLSDGRt3ExCZ13


			Exterior/None - Retail - Multistory Large - 14			Retail - Multistory Large			14			Exterior/None			Com-Indoor-CFL			Ex			Rt3			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.631			3710			SDG			1			1			0			0.631			3710									Com-Indoor-CFLPGERt3ExCZ14			Com-Indoor-CFLSCERt3ExCZ14			Com-Indoor-CFLSDGRt3ExCZ14


			Exterior/None - Retail - Multistory Large - 15			Retail - Multistory Large			15			Exterior/None			Com-Indoor-CFL			Ex			Rt3			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.631			3710			SDG			1			1			0			0.631			3710									Com-Indoor-CFLPGERt3ExCZ15			Com-Indoor-CFLSCERt3ExCZ15			Com-Indoor-CFLSDGRt3ExCZ15


			Exterior/None - Retail - Multistory Large - 16			Retail - Multistory Large			16			Exterior/None			Com-Indoor-CFL			Ex			Rt3			CZ16			Wtd			PGE			1			1			0			0.631			3710			SCE			1			1			0			0.631			3710			SDG			1			1			0			0			0									Com-Indoor-CFLPGERt3ExCZ16			Com-Indoor-CFLSCERt3ExCZ16			Com-Indoor-CFLSDGRt3ExCZ16


			Exterior/None - Retail - Multistory Large - 17			Retail - Multistory Large			17			Exterior/None			Com-Indoor-CFL			Ex			Rt3			IOU			Wtd			PGE			1			1			0			0.631			3710			SCE			1			1			0			0.631			3710			SDG			1			1			0			0.631			3710									Com-Indoor-CFLPGERt3ExIOU			Com-Indoor-CFLSCERt3ExIOU			Com-Indoor-CFLSDGRt3ExIOU


			Exterior/None - Retail - Single-Story Large - 01			Retail - Single-Story Large			01			Exterior/None			Com-Indoor-CFL			Ex			RtL			CZ01			Wtd			PGE			1			1			0			0.689			4350			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtLExCZ01			Com-Indoor-CFLSCERtLExCZ01			Com-Indoor-CFLSDGRtLExCZ01


			Exterior/None - Retail - Single-Story Large - 02			Retail - Single-Story Large			02			Exterior/None			Com-Indoor-CFL			Ex			RtL			CZ02			Wtd			PGE			1			1			0			0.689			4350			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtLExCZ02			Com-Indoor-CFLSCERtLExCZ02			Com-Indoor-CFLSDGRtLExCZ02


			Exterior/None - Retail - Single-Story Large - 03			Retail - Single-Story Large			03			Exterior/None			Com-Indoor-CFL			Ex			RtL			CZ03			Wtd			PGE			1			1			0			0.689			4350			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtLExCZ03			Com-Indoor-CFLSCERtLExCZ03			Com-Indoor-CFLSDGRtLExCZ03


			Exterior/None - Retail - Single-Story Large - 04			Retail - Single-Story Large			04			Exterior/None			Com-Indoor-CFL			Ex			RtL			CZ04			Wtd			PGE			1			1			0			0.689			4350			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtLExCZ04			Com-Indoor-CFLSCERtLExCZ04			Com-Indoor-CFLSDGRtLExCZ04


			Exterior/None - Retail - Single-Story Large - 05			Retail - Single-Story Large			05			Exterior/None			Com-Indoor-CFL			Ex			RtL			CZ05			Wtd			PGE			1			1			0			0.689			4350			SCE			1			1			0			0.689			4350			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtLExCZ05			Com-Indoor-CFLSCERtLExCZ05			Com-Indoor-CFLSDGRtLExCZ05


			Exterior/None - Retail - Single-Story Large - 06			Retail - Single-Story Large			06			Exterior/None			Com-Indoor-CFL			Ex			RtL			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.689			4350			SDG			1			1			0			0.689			4350									Com-Indoor-CFLPGERtLExCZ06			Com-Indoor-CFLSCERtLExCZ06			Com-Indoor-CFLSDGRtLExCZ06


			Exterior/None - Retail - Single-Story Large - 07			Retail - Single-Story Large			07			Exterior/None			Com-Indoor-CFL			Ex			RtL			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.689			4350									Com-Indoor-CFLPGERtLExCZ07			Com-Indoor-CFLSCERtLExCZ07			Com-Indoor-CFLSDGRtLExCZ07


			Exterior/None - Retail - Single-Story Large - 08			Retail - Single-Story Large			08			Exterior/None			Com-Indoor-CFL			Ex			RtL			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.689			4350			SDG			1			1			0			0.689			4350									Com-Indoor-CFLPGERtLExCZ08			Com-Indoor-CFLSCERtLExCZ08			Com-Indoor-CFLSDGRtLExCZ08


			Exterior/None - Retail - Single-Story Large - 09			Retail - Single-Story Large			09			Exterior/None			Com-Indoor-CFL			Ex			RtL			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.689			4350			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtLExCZ09			Com-Indoor-CFLSCERtLExCZ09			Com-Indoor-CFLSDGRtLExCZ09


			Exterior/None - Retail - Single-Story Large - 10			Retail - Single-Story Large			10			Exterior/None			Com-Indoor-CFL			Ex			RtL			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.689			4350			SDG			1			1			0			0.689			4350									Com-Indoor-CFLPGERtLExCZ10			Com-Indoor-CFLSCERtLExCZ10			Com-Indoor-CFLSDGRtLExCZ10


			Exterior/None - Retail - Single-Story Large - 11			Retail - Single-Story Large			11			Exterior/None			Com-Indoor-CFL			Ex			RtL			CZ11			Wtd			PGE			1			1			0			0.689			4350			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtLExCZ11			Com-Indoor-CFLSCERtLExCZ11			Com-Indoor-CFLSDGRtLExCZ11


			Exterior/None - Retail - Single-Story Large - 12			Retail - Single-Story Large			12			Exterior/None			Com-Indoor-CFL			Ex			RtL			CZ12			Wtd			PGE			1			1			0			0.689			4350			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtLExCZ12			Com-Indoor-CFLSCERtLExCZ12			Com-Indoor-CFLSDGRtLExCZ12


			Exterior/None - Retail - Single-Story Large - 13			Retail - Single-Story Large			13			Exterior/None			Com-Indoor-CFL			Ex			RtL			CZ13			Wtd			PGE			1			1			0			0.689			4350			SCE			1			1			0			0.689			4350			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtLExCZ13			Com-Indoor-CFLSCERtLExCZ13			Com-Indoor-CFLSDGRtLExCZ13


			Exterior/None - Retail - Single-Story Large - 14			Retail - Single-Story Large			14			Exterior/None			Com-Indoor-CFL			Ex			RtL			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.689			4350			SDG			1			1			0			0.689			4350									Com-Indoor-CFLPGERtLExCZ14			Com-Indoor-CFLSCERtLExCZ14			Com-Indoor-CFLSDGRtLExCZ14


			Exterior/None - Retail - Single-Story Large - 15			Retail - Single-Story Large			15			Exterior/None			Com-Indoor-CFL			Ex			RtL			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.689			4350			SDG			1			1			0			0.689			4350									Com-Indoor-CFLPGERtLExCZ15			Com-Indoor-CFLSCERtLExCZ15			Com-Indoor-CFLSDGRtLExCZ15


			Exterior/None - Retail - Single-Story Large - 16			Retail - Single-Story Large			16			Exterior/None			Com-Indoor-CFL			Ex			RtL			CZ16			Wtd			PGE			1			1			0			0.689			4350			SCE			1			1			0			0.689			4350			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtLExCZ16			Com-Indoor-CFLSCERtLExCZ16			Com-Indoor-CFLSDGRtLExCZ16


			Exterior/None - Retail - Single-Story Large - 17			Retail - Single-Story Large			17			Exterior/None			Com-Indoor-CFL			Ex			RtL			IOU			Wtd			PGE			1			1			0			0.689			4350			SCE			1			1			0			0.689			4350			SDG			1			1			0			0.689			4350									Com-Indoor-CFLPGERtLExIOU			Com-Indoor-CFLSCERtLExIOU			Com-Indoor-CFLSDGRtLExIOU


			Exterior/None - Retail - Small - 01			Retail - Small			01			Exterior/None			Com-Indoor-CFL			Ex			RtS			CZ01			Wtd			PGE			1			1			0			0.7			4010			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtSExCZ01			Com-Indoor-CFLSCERtSExCZ01			Com-Indoor-CFLSDGRtSExCZ01


			Exterior/None - Retail - Small - 02			Retail - Small			02			Exterior/None			Com-Indoor-CFL			Ex			RtS			CZ02			Wtd			PGE			1			1			0			0.7			4010			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtSExCZ02			Com-Indoor-CFLSCERtSExCZ02			Com-Indoor-CFLSDGRtSExCZ02


			Exterior/None - Retail - Small - 03			Retail - Small			03			Exterior/None			Com-Indoor-CFL			Ex			RtS			CZ03			Wtd			PGE			1			1			0			0.7			4010			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtSExCZ03			Com-Indoor-CFLSCERtSExCZ03			Com-Indoor-CFLSDGRtSExCZ03


			Exterior/None - Retail - Small - 04			Retail - Small			04			Exterior/None			Com-Indoor-CFL			Ex			RtS			CZ04			Wtd			PGE			1			1			0			0.7			4010			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtSExCZ04			Com-Indoor-CFLSCERtSExCZ04			Com-Indoor-CFLSDGRtSExCZ04


			Exterior/None - Retail - Small - 05			Retail - Small			05			Exterior/None			Com-Indoor-CFL			Ex			RtS			CZ05			Wtd			PGE			1			1			0			0.7			4010			SCE			1			1			0			0.7			4010			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtSExCZ05			Com-Indoor-CFLSCERtSExCZ05			Com-Indoor-CFLSDGRtSExCZ05


			Exterior/None - Retail - Small - 06			Retail - Small			06			Exterior/None			Com-Indoor-CFL			Ex			RtS			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7			4010			SDG			1			1			0			0.7			4010									Com-Indoor-CFLPGERtSExCZ06			Com-Indoor-CFLSCERtSExCZ06			Com-Indoor-CFLSDGRtSExCZ06


			Exterior/None - Retail - Small - 07			Retail - Small			07			Exterior/None			Com-Indoor-CFL			Ex			RtS			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.7			4010									Com-Indoor-CFLPGERtSExCZ07			Com-Indoor-CFLSCERtSExCZ07			Com-Indoor-CFLSDGRtSExCZ07


			Exterior/None - Retail - Small - 08			Retail - Small			08			Exterior/None			Com-Indoor-CFL			Ex			RtS			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7			4010			SDG			1			1			0			0.7			4010									Com-Indoor-CFLPGERtSExCZ08			Com-Indoor-CFLSCERtSExCZ08			Com-Indoor-CFLSDGRtSExCZ08


			Exterior/None - Retail - Small - 09			Retail - Small			09			Exterior/None			Com-Indoor-CFL			Ex			RtS			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7			4010			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtSExCZ09			Com-Indoor-CFLSCERtSExCZ09			Com-Indoor-CFLSDGRtSExCZ09


			Exterior/None - Retail - Small - 10			Retail - Small			10			Exterior/None			Com-Indoor-CFL			Ex			RtS			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7			4010			SDG			1			1			0			0.7			4010									Com-Indoor-CFLPGERtSExCZ10			Com-Indoor-CFLSCERtSExCZ10			Com-Indoor-CFLSDGRtSExCZ10


			Exterior/None - Retail - Small - 11			Retail - Small			11			Exterior/None			Com-Indoor-CFL			Ex			RtS			CZ11			Wtd			PGE			1			1			0			0.7			4010			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtSExCZ11			Com-Indoor-CFLSCERtSExCZ11			Com-Indoor-CFLSDGRtSExCZ11


			Exterior/None - Retail - Small - 12			Retail - Small			12			Exterior/None			Com-Indoor-CFL			Ex			RtS			CZ12			Wtd			PGE			1			1			0			0.7			4010			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtSExCZ12			Com-Indoor-CFLSCERtSExCZ12			Com-Indoor-CFLSDGRtSExCZ12


			Exterior/None - Retail - Small - 13			Retail - Small			13			Exterior/None			Com-Indoor-CFL			Ex			RtS			CZ13			Wtd			PGE			1			1			0			0.7			4010			SCE			1			1			0			0.7			4010			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtSExCZ13			Com-Indoor-CFLSCERtSExCZ13			Com-Indoor-CFLSDGRtSExCZ13


			Exterior/None - Retail - Small - 14			Retail - Small			14			Exterior/None			Com-Indoor-CFL			Ex			RtS			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7			4010			SDG			1			1			0			0.7			4010									Com-Indoor-CFLPGERtSExCZ14			Com-Indoor-CFLSCERtSExCZ14			Com-Indoor-CFLSDGRtSExCZ14


			Exterior/None - Retail - Small - 15			Retail - Small			15			Exterior/None			Com-Indoor-CFL			Ex			RtS			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7			4010			SDG			1			1			0			0.7			4010									Com-Indoor-CFLPGERtSExCZ15			Com-Indoor-CFLSCERtSExCZ15			Com-Indoor-CFLSDGRtSExCZ15


			Exterior/None - Retail - Small - 16			Retail - Small			16			Exterior/None			Com-Indoor-CFL			Ex			RtS			CZ16			Wtd			PGE			1			1			0			0.7			4010			SCE			1			1			0			0.7			4010			SDG			1			1			0			0			0									Com-Indoor-CFLPGERtSExCZ16			Com-Indoor-CFLSCERtSExCZ16			Com-Indoor-CFLSDGRtSExCZ16


			Exterior/None - Retail - Small - 17			Retail - Small			17			Exterior/None			Com-Indoor-CFL			Ex			RtS			IOU			Wtd			PGE			1			1			0			0.7			4010			SCE			1			1			0			0.7			4010			SDG			1			1			0			0.7			4010									Com-Indoor-CFLPGERtSExIOU			Com-Indoor-CFLSCERtSExIOU			Com-Indoor-CFLSDGRtSExIOU


			Exterior/None - Storage - Conditioned - 01			Storage - Conditioned			01			Exterior/None			Com-Indoor-CFL			Ex			SCn			CZ01			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGESCnExCZ01			Com-Indoor-CFLSCESCnExCZ01			Com-Indoor-CFLSDGSCnExCZ01


			Exterior/None - Storage - Conditioned - 02			Storage - Conditioned			02			Exterior/None			Com-Indoor-CFL			Ex			SCn			CZ02			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGESCnExCZ02			Com-Indoor-CFLSCESCnExCZ02			Com-Indoor-CFLSDGSCnExCZ02


			Exterior/None - Storage - Conditioned - 03			Storage - Conditioned			03			Exterior/None			Com-Indoor-CFL			Ex			SCn			CZ03			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGESCnExCZ03			Com-Indoor-CFLSCESCnExCZ03			Com-Indoor-CFLSDGSCnExCZ03


			Exterior/None - Storage - Conditioned - 04			Storage - Conditioned			04			Exterior/None			Com-Indoor-CFL			Ex			SCn			CZ04			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGESCnExCZ04			Com-Indoor-CFLSCESCnExCZ04			Com-Indoor-CFLSDGSCnExCZ04


			Exterior/None - Storage - Conditioned - 05			Storage - Conditioned			05			Exterior/None			Com-Indoor-CFL			Ex			SCn			CZ05			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0.575			2760			SDG			1			1			0			0			0									Com-Indoor-CFLPGESCnExCZ05			Com-Indoor-CFLSCESCnExCZ05			Com-Indoor-CFLSDGSCnExCZ05


			Exterior/None - Storage - Conditioned - 06			Storage - Conditioned			06			Exterior/None			Com-Indoor-CFL			Ex			SCn			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.575			2760			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESCnExCZ06			Com-Indoor-CFLSCESCnExCZ06			Com-Indoor-CFLSDGSCnExCZ06


			Exterior/None - Storage - Conditioned - 07			Storage - Conditioned			07			Exterior/None			Com-Indoor-CFL			Ex			SCn			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESCnExCZ07			Com-Indoor-CFLSCESCnExCZ07			Com-Indoor-CFLSDGSCnExCZ07


			Exterior/None - Storage - Conditioned - 08			Storage - Conditioned			08			Exterior/None			Com-Indoor-CFL			Ex			SCn			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.575			2760			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESCnExCZ08			Com-Indoor-CFLSCESCnExCZ08			Com-Indoor-CFLSDGSCnExCZ08


			Exterior/None - Storage - Conditioned - 09			Storage - Conditioned			09			Exterior/None			Com-Indoor-CFL			Ex			SCn			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.575			2760			SDG			1			1			0			0			0									Com-Indoor-CFLPGESCnExCZ09			Com-Indoor-CFLSCESCnExCZ09			Com-Indoor-CFLSDGSCnExCZ09


			Exterior/None - Storage - Conditioned - 10			Storage - Conditioned			10			Exterior/None			Com-Indoor-CFL			Ex			SCn			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.575			2760			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESCnExCZ10			Com-Indoor-CFLSCESCnExCZ10			Com-Indoor-CFLSDGSCnExCZ10


			Exterior/None - Storage - Conditioned - 11			Storage - Conditioned			11			Exterior/None			Com-Indoor-CFL			Ex			SCn			CZ11			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGESCnExCZ11			Com-Indoor-CFLSCESCnExCZ11			Com-Indoor-CFLSDGSCnExCZ11


			Exterior/None - Storage - Conditioned - 12			Storage - Conditioned			12			Exterior/None			Com-Indoor-CFL			Ex			SCn			CZ12			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGESCnExCZ12			Com-Indoor-CFLSCESCnExCZ12			Com-Indoor-CFLSDGSCnExCZ12


			Exterior/None - Storage - Conditioned - 13			Storage - Conditioned			13			Exterior/None			Com-Indoor-CFL			Ex			SCn			CZ13			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0.575			2760			SDG			1			1			0			0			0									Com-Indoor-CFLPGESCnExCZ13			Com-Indoor-CFLSCESCnExCZ13			Com-Indoor-CFLSDGSCnExCZ13


			Exterior/None - Storage - Conditioned - 14			Storage - Conditioned			14			Exterior/None			Com-Indoor-CFL			Ex			SCn			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.575			2760			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESCnExCZ14			Com-Indoor-CFLSCESCnExCZ14			Com-Indoor-CFLSDGSCnExCZ14


			Exterior/None - Storage - Conditioned - 15			Storage - Conditioned			15			Exterior/None			Com-Indoor-CFL			Ex			SCn			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.575			2760			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESCnExCZ15			Com-Indoor-CFLSCESCnExCZ15			Com-Indoor-CFLSDGSCnExCZ15


			Exterior/None - Storage - Conditioned - 16			Storage - Conditioned			16			Exterior/None			Com-Indoor-CFL			Ex			SCn			CZ16			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0.575			2760			SDG			1			1			0			0			0									Com-Indoor-CFLPGESCnExCZ16			Com-Indoor-CFLSCESCnExCZ16			Com-Indoor-CFLSDGSCnExCZ16


			Exterior/None - Storage - Conditioned - 17			Storage - Conditioned			17			Exterior/None			Com-Indoor-CFL			Ex			SCn			IOU			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0.575			2760			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESCnExIOU			Com-Indoor-CFLSCESCnExIOU			Com-Indoor-CFLSDGSCnExIOU


			Exterior/None - Storage - Unconditioned - 01			Storage - Unconditioned			01			Exterior/None			Com-Indoor-CFL			Ex			SUn			CZ01			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGESUnExCZ01			Com-Indoor-CFLSCESUnExCZ01			Com-Indoor-CFLSDGSUnExCZ01


			Exterior/None - Storage - Unconditioned - 02			Storage - Unconditioned			02			Exterior/None			Com-Indoor-CFL			Ex			SUn			CZ02			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGESUnExCZ02			Com-Indoor-CFLSCESUnExCZ02			Com-Indoor-CFLSDGSUnExCZ02


			Exterior/None - Storage - Unconditioned - 03			Storage - Unconditioned			03			Exterior/None			Com-Indoor-CFL			Ex			SUn			CZ03			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGESUnExCZ03			Com-Indoor-CFLSCESUnExCZ03			Com-Indoor-CFLSDGSUnExCZ03


			Exterior/None - Storage - Unconditioned - 04			Storage - Unconditioned			04			Exterior/None			Com-Indoor-CFL			Ex			SUn			CZ04			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGESUnExCZ04			Com-Indoor-CFLSCESUnExCZ04			Com-Indoor-CFLSDGSUnExCZ04


			Exterior/None - Storage - Unconditioned - 05			Storage - Unconditioned			05			Exterior/None			Com-Indoor-CFL			Ex			SUn			CZ05			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0.575			2760			SDG			1			1			0			0			0									Com-Indoor-CFLPGESUnExCZ05			Com-Indoor-CFLSCESUnExCZ05			Com-Indoor-CFLSDGSUnExCZ05


			Exterior/None - Storage - Unconditioned - 06			Storage - Unconditioned			06			Exterior/None			Com-Indoor-CFL			Ex			SUn			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.575			2760			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESUnExCZ06			Com-Indoor-CFLSCESUnExCZ06			Com-Indoor-CFLSDGSUnExCZ06


			Exterior/None - Storage - Unconditioned - 07			Storage - Unconditioned			07			Exterior/None			Com-Indoor-CFL			Ex			SUn			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESUnExCZ07			Com-Indoor-CFLSCESUnExCZ07			Com-Indoor-CFLSDGSUnExCZ07


			Exterior/None - Storage - Unconditioned - 08			Storage - Unconditioned			08			Exterior/None			Com-Indoor-CFL			Ex			SUn			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.575			2760			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESUnExCZ08			Com-Indoor-CFLSCESUnExCZ08			Com-Indoor-CFLSDGSUnExCZ08


			Exterior/None - Storage - Unconditioned - 09			Storage - Unconditioned			09			Exterior/None			Com-Indoor-CFL			Ex			SUn			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.575			2760			SDG			1			1			0			0			0									Com-Indoor-CFLPGESUnExCZ09			Com-Indoor-CFLSCESUnExCZ09			Com-Indoor-CFLSDGSUnExCZ09


			Exterior/None - Storage - Unconditioned - 10			Storage - Unconditioned			10			Exterior/None			Com-Indoor-CFL			Ex			SUn			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.575			2760			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESUnExCZ10			Com-Indoor-CFLSCESUnExCZ10			Com-Indoor-CFLSDGSUnExCZ10


			Exterior/None - Storage - Unconditioned - 11			Storage - Unconditioned			11			Exterior/None			Com-Indoor-CFL			Ex			SUn			CZ11			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGESUnExCZ11			Com-Indoor-CFLSCESUnExCZ11			Com-Indoor-CFLSDGSUnExCZ11


			Exterior/None - Storage - Unconditioned - 12			Storage - Unconditioned			12			Exterior/None			Com-Indoor-CFL			Ex			SUn			CZ12			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGESUnExCZ12			Com-Indoor-CFLSCESUnExCZ12			Com-Indoor-CFLSDGSUnExCZ12


			Exterior/None - Storage - Unconditioned - 13			Storage - Unconditioned			13			Exterior/None			Com-Indoor-CFL			Ex			SUn			CZ13			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0.575			2760			SDG			1			1			0			0			0									Com-Indoor-CFLPGESUnExCZ13			Com-Indoor-CFLSCESUnExCZ13			Com-Indoor-CFLSDGSUnExCZ13


			Exterior/None - Storage - Unconditioned - 14			Storage - Unconditioned			14			Exterior/None			Com-Indoor-CFL			Ex			SUn			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.575			2760			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESUnExCZ14			Com-Indoor-CFLSCESUnExCZ14			Com-Indoor-CFLSDGSUnExCZ14


			Exterior/None - Storage - Unconditioned - 15			Storage - Unconditioned			15			Exterior/None			Com-Indoor-CFL			Ex			SUn			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.575			2760			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESUnExCZ15			Com-Indoor-CFLSCESUnExCZ15			Com-Indoor-CFLSDGSUnExCZ15


			Exterior/None - Storage - Unconditioned - 16			Storage - Unconditioned			16			Exterior/None			Com-Indoor-CFL			Ex			SUn			CZ16			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0.575			2760			SDG			1			1			0			0			0									Com-Indoor-CFLPGESUnExCZ16			Com-Indoor-CFLSCESUnExCZ16			Com-Indoor-CFLSDGSUnExCZ16


			Exterior/None - Storage - Unconditioned - 17			Storage - Unconditioned			17			Exterior/None			Com-Indoor-CFL			Ex			SUn			IOU			Wtd			PGE			1			1			0			0.575			2760			SCE			1			1			0			0.575			2760			SDG			1			1			0			0.575			2760									Com-Indoor-CFLPGESUnExIOU			Com-Indoor-CFLSCESUnExIOU			Com-Indoor-CFLSDGSUnExIOU


			Exterior/None - Transportation - Communication - Utilities - 01			Transportation - Communication - Utilities			01			Exterior/None			Com-Indoor-CFL			Ex			TCU			CZ01			Wtd			PGE			1			1			0			0.646			2816			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGETCUExCZ01			Com-Indoor-CFLSCETCUExCZ01			Com-Indoor-CFLSDGTCUExCZ01


			Exterior/None - Transportation - Communication - Utilities - 02			Transportation - Communication - Utilities			02			Exterior/None			Com-Indoor-CFL			Ex			TCU			CZ02			Wtd			PGE			1			1			0			0.646			2816			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGETCUExCZ02			Com-Indoor-CFLSCETCUExCZ02			Com-Indoor-CFLSDGTCUExCZ02


			Exterior/None - Transportation - Communication - Utilities - 03			Transportation - Communication - Utilities			03			Exterior/None			Com-Indoor-CFL			Ex			TCU			CZ03			Wtd			PGE			1			1			0			0.646			2816			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGETCUExCZ03			Com-Indoor-CFLSCETCUExCZ03			Com-Indoor-CFLSDGTCUExCZ03


			Exterior/None - Transportation - Communication - Utilities - 04			Transportation - Communication - Utilities			04			Exterior/None			Com-Indoor-CFL			Ex			TCU			CZ04			Wtd			PGE			1			1			0			0.646			2816			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGETCUExCZ04			Com-Indoor-CFLSCETCUExCZ04			Com-Indoor-CFLSDGTCUExCZ04


			Exterior/None - Transportation - Communication - Utilities - 05			Transportation - Communication - Utilities			05			Exterior/None			Com-Indoor-CFL			Ex			TCU			CZ05			Wtd			PGE			1			1			0			0.646			2816			SCE			1			1			0			0.646			2816			SDG			1			1			0			0			0									Com-Indoor-CFLPGETCUExCZ05			Com-Indoor-CFLSCETCUExCZ05			Com-Indoor-CFLSDGTCUExCZ05


			Exterior/None - Transportation - Communication - Utilities - 06			Transportation - Communication - Utilities			06			Exterior/None			Com-Indoor-CFL			Ex			TCU			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.646			2816			SDG			1			1			0			0.646			2816									Com-Indoor-CFLPGETCUExCZ06			Com-Indoor-CFLSCETCUExCZ06			Com-Indoor-CFLSDGTCUExCZ06


			Exterior/None - Transportation - Communication - Utilities - 07			Transportation - Communication - Utilities			07			Exterior/None			Com-Indoor-CFL			Ex			TCU			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.646			2816									Com-Indoor-CFLPGETCUExCZ07			Com-Indoor-CFLSCETCUExCZ07			Com-Indoor-CFLSDGTCUExCZ07


			Exterior/None - Transportation - Communication - Utilities - 08			Transportation - Communication - Utilities			08			Exterior/None			Com-Indoor-CFL			Ex			TCU			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.646			2816			SDG			1			1			0			0.646			2816									Com-Indoor-CFLPGETCUExCZ08			Com-Indoor-CFLSCETCUExCZ08			Com-Indoor-CFLSDGTCUExCZ08


			Exterior/None - Transportation - Communication - Utilities - 09			Transportation - Communication - Utilities			09			Exterior/None			Com-Indoor-CFL			Ex			TCU			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.646			2816			SDG			1			1			0			0			0									Com-Indoor-CFLPGETCUExCZ09			Com-Indoor-CFLSCETCUExCZ09			Com-Indoor-CFLSDGTCUExCZ09


			Exterior/None - Transportation - Communication - Utilities - 10			Transportation - Communication - Utilities			10			Exterior/None			Com-Indoor-CFL			Ex			TCU			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.646			2816			SDG			1			1			0			0.646			2816									Com-Indoor-CFLPGETCUExCZ10			Com-Indoor-CFLSCETCUExCZ10			Com-Indoor-CFLSDGTCUExCZ10


			Exterior/None - Transportation - Communication - Utilities - 11			Transportation - Communication - Utilities			11			Exterior/None			Com-Indoor-CFL			Ex			TCU			CZ11			Wtd			PGE			1			1			0			0.646			2816			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGETCUExCZ11			Com-Indoor-CFLSCETCUExCZ11			Com-Indoor-CFLSDGTCUExCZ11


			Exterior/None - Transportation - Communication - Utilities - 12			Transportation - Communication - Utilities			12			Exterior/None			Com-Indoor-CFL			Ex			TCU			CZ12			Wtd			PGE			1			1			0			0.646			2816			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGETCUExCZ12			Com-Indoor-CFLSCETCUExCZ12			Com-Indoor-CFLSDGTCUExCZ12


			Exterior/None - Transportation - Communication - Utilities - 13			Transportation - Communication - Utilities			13			Exterior/None			Com-Indoor-CFL			Ex			TCU			CZ13			Wtd			PGE			1			1			0			0.646			2816			SCE			1			1			0			0.646			2816			SDG			1			1			0			0			0									Com-Indoor-CFLPGETCUExCZ13			Com-Indoor-CFLSCETCUExCZ13			Com-Indoor-CFLSDGTCUExCZ13


			Exterior/None - Transportation - Communication - Utilities - 14			Transportation - Communication - Utilities			14			Exterior/None			Com-Indoor-CFL			Ex			TCU			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.646			2816			SDG			1			1			0			0.646			2816									Com-Indoor-CFLPGETCUExCZ14			Com-Indoor-CFLSCETCUExCZ14			Com-Indoor-CFLSDGTCUExCZ14


			Exterior/None - Transportation - Communication - Utilities - 15			Transportation - Communication - Utilities			15			Exterior/None			Com-Indoor-CFL			Ex			TCU			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.646			2816			SDG			1			1			0			0.646			2816									Com-Indoor-CFLPGETCUExCZ15			Com-Indoor-CFLSCETCUExCZ15			Com-Indoor-CFLSDGTCUExCZ15


			Exterior/None - Transportation - Communication - Utilities - 16			Transportation - Communication - Utilities			16			Exterior/None			Com-Indoor-CFL			Ex			TCU			CZ16			Wtd			PGE			1			1			0			0.646			2816			SCE			1			1			0			0.646			2816			SDG			1			1			0			0			0									Com-Indoor-CFLPGETCUExCZ16			Com-Indoor-CFLSCETCUExCZ16			Com-Indoor-CFLSDGTCUExCZ16


			Exterior/None - Transportation - Communication - Utilities - 17			Transportation - Communication - Utilities			17			Exterior/None			Com-Indoor-CFL			Ex			TCU			IOU			Wtd			PGE			1			1			0			0.646			2816			SCE			1			1			0			0.646			2816			SDG			1			1			0			0.646			2816									Com-Indoor-CFLPGETCUExIOU			Com-Indoor-CFLSCETCUExIOU			Com-Indoor-CFLSDGTCUExIOU


			Exterior/None - Warehouse - Refrigerated - 01			Warehouse - Refrigerated			01			Exterior/None			Com-Indoor-CFL			Ex			WRf			CZ01			Wtd			PGE			1			1			0			0.548			4730			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEWRfExCZ01			Com-Indoor-CFLSCEWRfExCZ01			Com-Indoor-CFLSDGWRfExCZ01


			Exterior/None - Warehouse - Refrigerated - 02			Warehouse - Refrigerated			02			Exterior/None			Com-Indoor-CFL			Ex			WRf			CZ02			Wtd			PGE			1			1			0			0.548			4730			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEWRfExCZ02			Com-Indoor-CFLSCEWRfExCZ02			Com-Indoor-CFLSDGWRfExCZ02


			Exterior/None - Warehouse - Refrigerated - 03			Warehouse - Refrigerated			03			Exterior/None			Com-Indoor-CFL			Ex			WRf			CZ03			Wtd			PGE			1			1			0			0.548			4730			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEWRfExCZ03			Com-Indoor-CFLSCEWRfExCZ03			Com-Indoor-CFLSDGWRfExCZ03


			Exterior/None - Warehouse - Refrigerated - 04			Warehouse - Refrigerated			04			Exterior/None			Com-Indoor-CFL			Ex			WRf			CZ04			Wtd			PGE			1			1			0			0.548			4730			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEWRfExCZ04			Com-Indoor-CFLSCEWRfExCZ04			Com-Indoor-CFLSDGWRfExCZ04


			Exterior/None - Warehouse - Refrigerated - 05			Warehouse - Refrigerated			05			Exterior/None			Com-Indoor-CFL			Ex			WRf			CZ05			Wtd			PGE			1			1			0			0.548			4730			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEWRfExCZ05			Com-Indoor-CFLSCEWRfExCZ05			Com-Indoor-CFLSDGWRfExCZ05


			Exterior/None - Warehouse - Refrigerated - 06			Warehouse - Refrigerated			06			Exterior/None			Com-Indoor-CFL			Ex			WRf			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.548			4730			SDG			1			1			0			0.548			4730									Com-Indoor-CFLPGEWRfExCZ06			Com-Indoor-CFLSCEWRfExCZ06			Com-Indoor-CFLSDGWRfExCZ06


			Exterior/None - Warehouse - Refrigerated - 07			Warehouse - Refrigerated			07			Exterior/None			Com-Indoor-CFL			Ex			WRf			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.548			4730									Com-Indoor-CFLPGEWRfExCZ07			Com-Indoor-CFLSCEWRfExCZ07			Com-Indoor-CFLSDGWRfExCZ07


			Exterior/None - Warehouse - Refrigerated - 08			Warehouse - Refrigerated			08			Exterior/None			Com-Indoor-CFL			Ex			WRf			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.548			4730			SDG			1			1			0			0			0									Com-Indoor-CFLPGEWRfExCZ08			Com-Indoor-CFLSCEWRfExCZ08			Com-Indoor-CFLSDGWRfExCZ08


			Exterior/None - Warehouse - Refrigerated - 09			Warehouse - Refrigerated			09			Exterior/None			Com-Indoor-CFL			Ex			WRf			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.548			4730			SDG			1			1			0			0			0									Com-Indoor-CFLPGEWRfExCZ09			Com-Indoor-CFLSCEWRfExCZ09			Com-Indoor-CFLSDGWRfExCZ09


			Exterior/None - Warehouse - Refrigerated - 10			Warehouse - Refrigerated			10			Exterior/None			Com-Indoor-CFL			Ex			WRf			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.548			4730			SDG			1			1			0			0.548			4730									Com-Indoor-CFLPGEWRfExCZ10			Com-Indoor-CFLSCEWRfExCZ10			Com-Indoor-CFLSDGWRfExCZ10


			Exterior/None - Warehouse - Refrigerated - 11			Warehouse - Refrigerated			11			Exterior/None			Com-Indoor-CFL			Ex			WRf			CZ11			Wtd			PGE			1			1			0			0.548			4730			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEWRfExCZ11			Com-Indoor-CFLSCEWRfExCZ11			Com-Indoor-CFLSDGWRfExCZ11


			Exterior/None - Warehouse - Refrigerated - 12			Warehouse - Refrigerated			12			Exterior/None			Com-Indoor-CFL			Ex			WRf			CZ12			Wtd			PGE			1			1			0			0.548			4730			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-CFLPGEWRfExCZ12			Com-Indoor-CFLSCEWRfExCZ12			Com-Indoor-CFLSDGWRfExCZ12


			Exterior/None - Warehouse - Refrigerated - 13			Warehouse - Refrigerated			13			Exterior/None			Com-Indoor-CFL			Ex			WRf			CZ13			Wtd			PGE			1			1			0			0.548			4730			SCE			1			1			0			0.548			4730			SDG			1			1			0			0			0									Com-Indoor-CFLPGEWRfExCZ13			Com-Indoor-CFLSCEWRfExCZ13			Com-Indoor-CFLSDGWRfExCZ13


			Exterior/None - Warehouse - Refrigerated - 14			Warehouse - Refrigerated			14			Exterior/None			Com-Indoor-CFL			Ex			WRf			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.548			4730			SDG			1			1			0			0			0									Com-Indoor-CFLPGEWRfExCZ14			Com-Indoor-CFLSCEWRfExCZ14			Com-Indoor-CFLSDGWRfExCZ14


			Exterior/None - Warehouse - Refrigerated - 15			Warehouse - Refrigerated			15			Exterior/None			Com-Indoor-CFL			Ex			WRf			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.548			4730			SDG			1			1			0			0			0									Com-Indoor-CFLPGEWRfExCZ15			Com-Indoor-CFLSCEWRfExCZ15			Com-Indoor-CFLSDGWRfExCZ15


			Exterior/None - Warehouse - Refrigerated - 16			Warehouse - Refrigerated			16			Exterior/None			Com-Indoor-CFL			Ex			WRf			CZ16			Wtd			PGE			1			1			0			0.548			4730			SCE			1			1			0			0.548			4730			SDG			1			1			0			0			0									Com-Indoor-CFLPGEWRfExCZ16			Com-Indoor-CFLSCEWRfExCZ16			Com-Indoor-CFLSDGWRfExCZ16


			Exterior/None - Warehouse - Refrigerated - 17			Warehouse - Refrigerated			17			Exterior/None			Com-Indoor-CFL			Ex			WRf			IOU			Wtd			PGE			1			1			0			0.548			4730			SCE			1			1			0			0.548			4730			SDG			1			1			0			0.548			4730									Com-Indoor-CFLPGEWRfExIOU			Com-Indoor-CFLSCEWRfExIOU			Com-Indoor-CFLSDGWRfExIOU


			Exterior/None - Commercial Weighted - 17			Commercial Weighted			17			Exterior/None			Com-Indoor-CFL			Ex			Com			IOU			Wtd			PGE			1			1			0			0.54			3040			SCE			1			1			0			0.581			3070			SDG			1			1			0			0.593			3070									Com-Indoor-CFLPGEComExIOU			Com-Indoor-CFLSCEComExIOU			Com-Indoor-CFLSDGComExIOU


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 01			Residential Mobile Home - Double-Wide			01			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ01			Wtd			PGE			1.02			1.19			-0.00752			0.151			6132			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ01			Res-Indoor-CFLSCEDMoExCZ01			Res-Indoor-CFLSDGDMoExCZ01


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 02			Residential Mobile Home - Double-Wide			02			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ02			Wtd			PGE			1.04			1.22			-0.0056			0.151			6132			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ02			Res-Indoor-CFLSCEDMoExCZ02			Res-Indoor-CFLSDGDMoExCZ02


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 03			Residential Mobile Home - Double-Wide			03			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ03			Wtd			PGE			1.06			1.21			-0.0051			0.151			6132			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ03			Res-Indoor-CFLSCEDMoExCZ03			Res-Indoor-CFLSDGDMoExCZ03


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 04			Residential Mobile Home - Double-Wide			04			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ04			Wtd			PGE			1.07			1.23			-0.0046			0.151			6132			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ04			Res-Indoor-CFLSCEDMoExCZ04			Res-Indoor-CFLSDGDMoExCZ04


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 05			Residential Mobile Home - Double-Wide			05			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ05			Wtd			PGE			1.06			1.2			-0.0049			0.151			6132			SCE			1.09			1.26			-0.0041			0.151			6132			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ05			Res-Indoor-CFLSCEDMoExCZ05			Res-Indoor-CFLSDGDMoExCZ05


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 06			Residential Mobile Home - Double-Wide			06			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.26			-0.0027			0.151			6132			SDG			1.13			1.25			-0.0028			0.151			6132			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ06			Res-Indoor-CFLSCEDMoExCZ06			Res-Indoor-CFLSDGDMoExCZ06


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 07			Residential Mobile Home - Double-Wide			07			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.14			1.25			-0.0023			0.151			6132			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ07			Res-Indoor-CFLSCEDMoExCZ07			Res-Indoor-CFLSDGDMoExCZ07


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 08			Residential Mobile Home - Double-Wide			08			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.28			-0.0024			0.151			6132			SDG			1.14			1.27			-0.0025			0.151			6132			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ08			Res-Indoor-CFLSCEDMoExCZ08			Res-Indoor-CFLSDGDMoExCZ08


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 09			Residential Mobile Home - Double-Wide			09			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.29			-0.0024			0.151			6132			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ09			Res-Indoor-CFLSCEDMoExCZ09			Res-Indoor-CFLSDGDMoExCZ09


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 10			Residential Mobile Home - Double-Wide			10			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.29			-0.0027			0.151			6132			SDG			1.13			1.28			-0.0028			0.151			6132			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ10			Res-Indoor-CFLSCEDMoExCZ10			Res-Indoor-CFLSDGDMoExCZ10


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 11			Residential Mobile Home - Double-Wide			11			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ11			Wtd			PGE			1.06			1.24			-0.0051			0.151			6132			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ11			Res-Indoor-CFLSCEDMoExCZ11			Res-Indoor-CFLSDGDMoExCZ11


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 12			Residential Mobile Home - Double-Wide			12			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ12			Wtd			PGE			1.06			1.24			-0.0052			0.151			6132			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ12			Res-Indoor-CFLSCEDMoExCZ12			Res-Indoor-CFLSDGDMoExCZ12


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 13			Residential Mobile Home - Double-Wide			13			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ13			Wtd			PGE			1.09			1.25			-0.0042			0.151			6132			SCE			1.12			1.32			-0.0035			0.151			6132			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ13			Res-Indoor-CFLSCEDMoExCZ13			Res-Indoor-CFLSDGDMoExCZ13


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 14			Residential Mobile Home - Double-Wide			14			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.31			-0.0037			0.151			6132			SDG			1.09			1.3			-0.0039			0.151			6132			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ14			Res-Indoor-CFLSCEDMoExCZ14			Res-Indoor-CFLSDGDMoExCZ14


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 15			Residential Mobile Home - Double-Wide			15			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.19			1.32			-0.0014			0.151			6132			SDG			1.19			1.32			-0.0014			0.151			6132			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ15			Res-Indoor-CFLSCEDMoExCZ15			Res-Indoor-CFLSDGDMoExCZ15


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 16			Residential Mobile Home - Double-Wide			16			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ16			Wtd			PGE			0.96			1.22			-0.00847			0.151			6132			SCE			0.97			1.28			-0.007			0.151			6132			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ16			Res-Indoor-CFLSCEDMoExCZ16			Res-Indoor-CFLSDGDMoExCZ16


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 17			Residential Mobile Home - Double-Wide			17			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			IOU			Wtd			PGE			1.06			1.23			-0.00508			0.151			6132			SCE			1.15			1.28			-0.0026			0.151			6132			SDG			1.14			1.26			-0.00238			0.151			6132			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExIOU			Res-Indoor-CFLSCEDMoExIOU			Res-Indoor-CFLSDGDMoExIOU


			Res - Interior - Common - Residential Multi-Family - 01			Residential Multi-Family			01			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ01			Wtd			PGE			1.02			1.19			-0.00752			0.151			6132			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ01			Res-Indoor-CFLSCEMFmExCZ01			Res-Indoor-CFLSDGMFmExCZ01


			Res - Interior - Common - Residential Multi-Family - 02			Residential Multi-Family			02			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ02			Wtd			PGE			1.04			1.22			-0.0056			0.151			6132			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ02			Res-Indoor-CFLSCEMFmExCZ02			Res-Indoor-CFLSDGMFmExCZ02


			Res - Interior - Common - Residential Multi-Family - 03			Residential Multi-Family			03			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ03			Wtd			PGE			1.06			1.21			-0.0051			0.151			6132			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ03			Res-Indoor-CFLSCEMFmExCZ03			Res-Indoor-CFLSDGMFmExCZ03


			Res - Interior - Common - Residential Multi-Family - 04			Residential Multi-Family			04			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ04			Wtd			PGE			1.07			1.23			-0.0046			0.151			6132			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ04			Res-Indoor-CFLSCEMFmExCZ04			Res-Indoor-CFLSDGMFmExCZ04


			Res - Interior - Common - Residential Multi-Family - 05			Residential Multi-Family			05			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ05			Wtd			PGE			1.06			1.2			-0.0049			0.151			6132			SCE			1.09			1.26			-0.0041			0.151			6132			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ05			Res-Indoor-CFLSCEMFmExCZ05			Res-Indoor-CFLSDGMFmExCZ05


			Res - Interior - Common - Residential Multi-Family - 06			Residential Multi-Family			06			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.26			-0.0027			0.151			6132			SDG			1.13			1.25			-0.0028			0.151			6132			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ06			Res-Indoor-CFLSCEMFmExCZ06			Res-Indoor-CFLSDGMFmExCZ06


			Res - Interior - Common - Residential Multi-Family - 07			Residential Multi-Family			07			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.14			1.25			-0.0023			0.151			6132			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ07			Res-Indoor-CFLSCEMFmExCZ07			Res-Indoor-CFLSDGMFmExCZ07


			Res - Interior - Common - Residential Multi-Family - 08			Residential Multi-Family			08			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.28			-0.0024			0.151			6132			SDG			1.14			1.27			-0.0025			0.151			6132			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ08			Res-Indoor-CFLSCEMFmExCZ08			Res-Indoor-CFLSDGMFmExCZ08


			Res - Interior - Common - Residential Multi-Family - 09			Residential Multi-Family			09			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.29			-0.0024			0.151			6132			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ09			Res-Indoor-CFLSCEMFmExCZ09			Res-Indoor-CFLSDGMFmExCZ09


			Res - Interior - Common - Residential Multi-Family - 10			Residential Multi-Family			10			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.29			-0.0027			0.151			6132			SDG			1.13			1.28			-0.0028			0.151			6132			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ10			Res-Indoor-CFLSCEMFmExCZ10			Res-Indoor-CFLSDGMFmExCZ10


			Res - Interior - Common - Residential Multi-Family - 11			Residential Multi-Family			11			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ11			Wtd			PGE			1.06			1.24			-0.0051			0.151			6132			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ11			Res-Indoor-CFLSCEMFmExCZ11			Res-Indoor-CFLSDGMFmExCZ11


			Res - Interior - Common - Residential Multi-Family - 12			Residential Multi-Family			12			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ12			Wtd			PGE			1.06			1.24			-0.0052			0.151			6132			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ12			Res-Indoor-CFLSCEMFmExCZ12			Res-Indoor-CFLSDGMFmExCZ12


			Res - Interior - Common - Residential Multi-Family - 13			Residential Multi-Family			13			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ13			Wtd			PGE			1.09			1.25			-0.0042			0.151			6132			SCE			1.12			1.32			-0.0035			0.151			6132			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ13			Res-Indoor-CFLSCEMFmExCZ13			Res-Indoor-CFLSDGMFmExCZ13


			Res - Interior - Common - Residential Multi-Family - 14			Residential Multi-Family			14			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.31			-0.0037			0.151			6132			SDG			1.09			1.3			-0.0039			0.151			6132			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ14			Res-Indoor-CFLSCEMFmExCZ14			Res-Indoor-CFLSDGMFmExCZ14


			Res - Interior - Common - Residential Multi-Family - 15			Residential Multi-Family			15			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.19			1.32			-0.0014			0.151			6132			SDG			1.19			1.32			-0.0014			0.151			6132			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ15			Res-Indoor-CFLSCEMFmExCZ15			Res-Indoor-CFLSDGMFmExCZ15


			Res - Interior - Common - Residential Multi-Family - 16			Residential Multi-Family			16			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ16			Wtd			PGE			0.96			1.22			-0.00847			0.151			6132			SCE			0.97			1.28			-0.007			0.151			6132			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ16			Res-Indoor-CFLSCEMFmExCZ16			Res-Indoor-CFLSDGMFmExCZ16


			Res - Interior - Common - Residential Multi-Family - 17			Residential Multi-Family			17			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			IOU			Wtd			PGE			1.06			1.23			-0.00508			0.151			6132			SCE			1.15			1.28			-0.0026			0.151			6132			SDG			1.14			1.26			-0.00238			0.151			6132			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExIOU			Res-Indoor-CFLSCEMFmExIOU			Res-Indoor-CFLSDGMFmExIOU


			Res - Interior - Common - Residential Single Family - 01			Residential Single Family			01			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ01			Wtd			PGE			0.97			1.01			-0.0311			0.049			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ01			Res-Indoor-CFLSCESFmExCZ01			Res-Indoor-CFLSDGSFmExCZ01


			Res - Interior - Common - Residential Single Family - 02			Residential Single Family			02			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ02			Wtd			PGE			0.99			1.26			-0.027			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ02			Res-Indoor-CFLSCESFmExCZ02			Res-Indoor-CFLSDGSFmExCZ02


			Res - Interior - Common - Residential Single Family - 03			Residential Single Family			03			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ03			Wtd			PGE			0.97			1.08			-0.0311			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ03			Res-Indoor-CFLSCESFmExCZ03			Res-Indoor-CFLSDGSFmExCZ03


			Res - Interior - Common - Residential Single Family - 04			Residential Single Family			04			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ04			Wtd			PGE			1.02			1.35			-0.024			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ04			Res-Indoor-CFLSCESFmExCZ04			Res-Indoor-CFLSDGSFmExCZ04


			Res - Interior - Common - Residential Single Family - 05			Residential Single Family			05			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ05			Wtd			PGE			0.97			1.08			-0.0331			0.047			541			SCE			0.98			1.12			-0.032			0.047			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ05			Res-Indoor-CFLSCESFmExCZ05			Res-Indoor-CFLSDGSFmExCZ05


			Res - Interior - Common - Residential Single Family - 06			Residential Single Family			06			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.02			1.19			-0.022			0.043			541			SDG			1.03			1.19			-0.022			0.043			541									Res-Indoor-CFLPGESFmExCZ06			Res-Indoor-CFLSCESFmExCZ06			Res-Indoor-CFLSDGSFmExCZ06


			Res - Interior - Common - Residential Single Family - 07			Residential Single Family			07			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.02			1.11			-0.018			0.047			541									Res-Indoor-CFLPGESFmExCZ07			Res-Indoor-CFLSCESFmExCZ07			Res-Indoor-CFLSDGSFmExCZ07


			Res - Interior - Common - Residential Single Family - 08			Residential Single Family			08			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.05			1.26			-0.018			0.047			541			SDG			1.08			1.42			-0.019			0.047			541									Res-Indoor-CFLPGESFmExCZ08			Res-Indoor-CFLSCESFmExCZ08			Res-Indoor-CFLSDGSFmExCZ08


			Res - Interior - Common - Residential Single Family - 09			Residential Single Family			09			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.49			-0.0211			0.045			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ09			Res-Indoor-CFLSCESFmExCZ09			Res-Indoor-CFLSDGSFmExCZ09


			Res - Interior - Common - Residential Single Family - 10			Residential Single Family			10			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.64			-0.0211			0.043			541			SDG			1.07			1.49			-0.0211			0.043			541									Res-Indoor-CFLPGESFmExCZ10			Res-Indoor-CFLSCESFmExCZ10			Res-Indoor-CFLSDGSFmExCZ10


			Res - Interior - Common - Residential Single Family - 11			Residential Single Family			11			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ11			Wtd			PGE			1.09			1.6			-0.024			0.044			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ11			Res-Indoor-CFLSCESFmExCZ11			Res-Indoor-CFLSDGSFmExCZ11


			Res - Interior - Common - Residential Single Family - 12			Residential Single Family			12			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ12			Wtd			PGE			1.06			1.53			-0.025			0.045			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ12			Res-Indoor-CFLSCESFmExCZ12			Res-Indoor-CFLSDGSFmExCZ12


			Res - Interior - Common - Residential Single Family - 13			Residential Single Family			13			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ13			Wtd			PGE			1.11			1.56			-0.022			0.045			541			SCE			1.11			1.56			-0.022			0.045			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ13			Res-Indoor-CFLSCESFmExCZ13			Res-Indoor-CFLSDGSFmExCZ13


			Res - Interior - Common - Residential Single Family - 14			Residential Single Family			14			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.47			-0.025			0.043			541			SDG			1.09			1.36			-0.0229			0.043			541									Res-Indoor-CFLPGESFmExCZ14			Res-Indoor-CFLSCESFmExCZ14			Res-Indoor-CFLSDGSFmExCZ14


			Res - Interior - Common - Residential Single Family - 15			Residential Single Family			15			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.21			1.63			-0.014			0.044			541			SDG			1.21			1.68			-0.013			0.044			541									Res-Indoor-CFLPGESFmExCZ15			Res-Indoor-CFLSCESFmExCZ15			Res-Indoor-CFLSDGSFmExCZ15


			Res - Interior - Common - Residential Single Family - 16			Residential Single Family			16			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ16			Wtd			PGE			1			1.35			-0.036			0.045			541			SCE			1.01			1.41			-0.036			0.045			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ16			Res-Indoor-CFLSCESFmExCZ16			Res-Indoor-CFLSDGSFmExCZ16


			Res - Interior - Common - Residential Single Family - 17			Residential Single Family			17			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			IOU			Wtd			PGE			1.03			1.36			-0.0266			0.0441			541			SCE			1.08			1.42			-0.0214			0.0445			541			SDG			1.04			1.23			-0.0192			0.0454			541									Res-Indoor-CFLPGESFmExIOU			Res-Indoor-CFLSCESFmExIOU			Res-Indoor-CFLSDGSFmExIOU


			Res - Interior - Common - Residential Weighted - 17			Residential Weighted			17			Res - Interior - Common			Res-Indoor-CFL			Ex			Res			IOU			Wtd			PGE			1.0221			1.3267			-0.02722			0.0441			541			SCE			1.0745			1.398			-0.02137			0.0444			541			SDG			1.0346			1.2339			-0.01939			0.0455			541									Res-Indoor-CFLPGEResExIOU			Res-Indoor-CFLSCEResExIOU			Res-Indoor-CFLSDGResExIOU


			Res - Interior - Dwelling - Residential Mobile Home - Double-Wide			Residential Mobile Home - Double-Wide			N/A			Res - Interior - Dwelling			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			6132			SCE			N/A			N/A			N/A			N/A			6132			SDG			N/A			N/A			N/A			N/A			6132			Operating hours have been mapped to Lodging - Motel.						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Interior - Dwelling - Residential Multi-Family			Residential Multi-Family			N/A			Res - Interior - Dwelling			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			6132			SCE			N/A			N/A			N/A			N/A			6132			SDG			N/A			N/A			N/A			N/A			6132			Operating hours have been mapped to Lodging - Motel.						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Interior - Dwelling - Residential Single Family			Residential Single Family			N/A			Res - Interior - Dwelling			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			541			SCE			N/A			N/A			N/A			N/A			541			SDG			N/A			N/A			N/A			N/A			541									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Interior - Common - Residential Mobile Home - Double-Wide			Residential Mobile Home - Double-Wide			N/A			Res - Interior - Common			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			6132			SCE			N/A			N/A			N/A			N/A			6132			SDG			N/A			N/A			N/A			N/A			6132			Operating hours have been mapped to Lodging - Motel.						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Interior - Common - Residential Multi-Family			Residential Multi-Family			N/A			Res - Interior - Common			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			6132			SCE			N/A			N/A			N/A			N/A			6132			SDG			N/A			N/A			N/A			N/A			6132			Operating hours have been mapped to Lodging - Motel.						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Interior - Common - Residential Single Family			Residential Single Family			N/A			Res - Interior - Common			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			541			SCE			N/A			N/A			N/A			N/A			541			SDG			N/A			N/A			N/A			N/A			541									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Exterior - Dwelling - Residential Mobile Home - Double-Wide			Residential Mobile Home - Double-Wide			N/A			Res - Exterior - Dwelling			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			1248.3			SCE			N/A			N/A			N/A			N/A			1248.3			SDG			N/A			N/A			N/A			N/A			1248.3			DEER2011						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Exterior - Dwelling - Residential Multi-Family			Residential Multi-Family			N/A			Res - Exterior - Dwelling			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			1248.3			SCE			N/A			N/A			N/A			N/A			1248.3			SDG			N/A			N/A			N/A			N/A			1248.3			DEER2011						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Exterior - Dwelling - Residential Single Family			Residential Single Family			N/A			Res - Exterior - Dwelling			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			1248.3			SCE			N/A			N/A			N/A			N/A			1248.3			SDG			N/A			N/A			N/A			N/A			1248.3			DEER2011						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Exterior - Common - Residential Mobile Home - Double-Wide			Residential Mobile Home - Double-Wide			N/A			Res - Exterior - Common			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			3390.3			SCE			N/A			N/A			N/A			N/A			3390.3			SDG			N/A			N/A			N/A			N/A			3390.3			06-08 Impact Study						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Exterior - Common - Residential Multi-Family			Residential Multi-Family			N/A			Res - Exterior - Common			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			3390.3			SCE			N/A			N/A			N/A			N/A			3390.3			SDG			N/A			N/A			N/A			N/A			3390.3			06-08 Impact Study						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Exterior - Common - Residential Single Family			Residential Single Family			N/A			Res - Exterior - Common			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			1248.3			SCE			N/A			N/A			N/A			N/A			1248.3			SDG			N/A			N/A			N/A			N/A			1248.3			DEER2011						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			12 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			4380			SCE			N/A			N/A			N/A			N/A			4380			SDG			N/A			N/A			N/A			N/A			4380									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			14 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			5110			SCE			N/A			N/A			N/A			N/A			5110			SDG			N/A			N/A			N/A			N/A			5110									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			16 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			5840			SCE			N/A			N/A			N/A			N/A			5840			SDG			N/A			N/A			N/A			N/A			5840									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			18 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			6570			SCE			N/A			N/A			N/A			N/A			6570			SDG			N/A			N/A			N/A			N/A			6570									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			20 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			7300			SCE			N/A			N/A			N/A			N/A			7300			SDG			N/A			N/A			N/A			N/A			7300									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			22 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			8030			SCE			N/A			N/A			N/A			N/A			8030			SDG			N/A			N/A			N/A			N/A			8030									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			24 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			8760			SCE			N/A			N/A			N/A			N/A			8760			SDG			N/A			N/A			N/A			N/A			8760									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A








Non-CFL IE v2.0


			Vlookup Tabs			SCE Syntax on building Name			vlookup CZ			VersionSrc			Technology			BldgVint			BldgType			BldgLoc			BldgHVAC			IOU			kWh/kWh			kW/kW			therm/kWh			Coincidence Diversity			Operating Hours			IOU			kWh/kWh			kW/kW			therm/kWh			Coincidence Diversity			Operating Hours			IOU			kWh/kWh			kW/kW			therm/kWh			Coincidence Diversity			Operating Hours									PGE Lookup			SCE Lookup			SDG Lookup


			Residential Mobile Home - Double-Wide - 01			Residential Mobile Home - Double-Wide			01			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ01			Wtd			PGE			0.96			1.07			-0.0261			0.049			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ01			Res-Indoor-CFLSCEDMoExCZ01			Res-Indoor-CFLSDGDMoExCZ01


			Residential Mobile Home - Double-Wide - 02			Residential Mobile Home - Double-Wide			02			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ02			Wtd			PGE			1.09			1.77			-0.0211			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ02			Res-Indoor-CFLSCEDMoExCZ02			Res-Indoor-CFLSDGDMoExCZ02


			Residential Mobile Home - Double-Wide - 03			Residential Mobile Home - Double-Wide			03			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ03			Wtd			PGE			1.03			1.46			-0.022			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ03			Res-Indoor-CFLSCEDMoExCZ03			Res-Indoor-CFLSDGDMoExCZ03


			Residential Mobile Home - Double-Wide - 04			Residential Mobile Home - Double-Wide			04			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ04			Wtd			PGE			1.12			1.59			-0.019			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ04			Res-Indoor-CFLSCEDMoExCZ04			Res-Indoor-CFLSDGDMoExCZ04


			Residential Mobile Home - Double-Wide - 05			Residential Mobile Home - Double-Wide			05			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ05			Wtd			PGE			0.97			1.12			-0.025			0.047			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ05			Res-Indoor-CFLSCEDMoExCZ05			Res-Indoor-CFLSDGDMoExCZ05


			Residential Mobile Home - Double-Wide - 06			Residential Mobile Home - Double-Wide			06			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.04			1.18			-0.016			0.043			541			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ06			Res-Indoor-CFLSCEDMoExCZ06			Res-Indoor-CFLSDGDMoExCZ06


			Residential Mobile Home - Double-Wide - 07			Residential Mobile Home - Double-Wide			07			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.03			1.21			-0.015			0.047			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ07			Res-Indoor-CFLSCEDMoExCZ07			Res-Indoor-CFLSDGDMoExCZ07


			Residential Mobile Home - Double-Wide - 08			Residential Mobile Home - Double-Wide			08			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.21			1.57			-0.016			0.047			541			SDG			1.15			1.44			-0.015			0.047			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ08			Res-Indoor-CFLSCEDMoExCZ08			Res-Indoor-CFLSDGDMoExCZ08


			Residential Mobile Home - Double-Wide - 09			Residential Mobile Home - Double-Wide			09			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.62			-0.017			0.045			541			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ09			Res-Indoor-CFLSCEDMoExCZ09			Res-Indoor-CFLSDGDMoExCZ09


			Residential Mobile Home - Double-Wide - 10			Residential Mobile Home - Double-Wide			10			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.24			1.8			-0.015			0.043			541			SDG			1.2			1.67			-0.015			0.043			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ10			Res-Indoor-CFLSCEDMoExCZ10			Res-Indoor-CFLSDGDMoExCZ10


			Residential Mobile Home - Double-Wide - 11			Residential Mobile Home - Double-Wide			11			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ11			Wtd			PGE			1.15			1.75			-0.022			0.044			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ11			Res-Indoor-CFLSCEDMoExCZ11			Res-Indoor-CFLSDGDMoExCZ11


			Residential Mobile Home - Double-Wide - 12			Residential Mobile Home - Double-Wide			12			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ12			Wtd			PGE			1.14			1.79			-0.02			0.045			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ12			Res-Indoor-CFLSCEDMoExCZ12			Res-Indoor-CFLSDGDMoExCZ12


			Residential Mobile Home - Double-Wide - 13			Residential Mobile Home - Double-Wide			13			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ13			Wtd			PGE			1.19			1.76			-0.018			0.045			541			SCE			1.21			1.82			-0.018			0.045			541			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ13			Res-Indoor-CFLSCEDMoExCZ13			Res-Indoor-CFLSDGDMoExCZ13


			Residential Mobile Home - Double-Wide - 14			Residential Mobile Home - Double-Wide			14			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.23			1.6			-0.018			0.043			541			SDG			1.02			1.12			-0.017			0.043			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ14			Res-Indoor-CFLSCEDMoExCZ14			Res-Indoor-CFLSDGDMoExCZ14


			Residential Mobile Home - Double-Wide - 15			Residential Mobile Home - Double-Wide			15			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.35			1.65			-0.011			0.044			541			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ15			Res-Indoor-CFLSCEDMoExCZ15			Res-Indoor-CFLSDGDMoExCZ15


			Residential Mobile Home - Double-Wide - 16			Residential Mobile Home - Double-Wide			16			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ16			Wtd			PGE			1			1.4			-0.0311			0.045			541			SCE			1.05			1.68			-0.0311			0.045			541			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ16			Res-Indoor-CFLSCEDMoExCZ16			Res-Indoor-CFLSDGDMoExCZ16


			Residential Mobile Home - Double-Wide - 17			Residential Mobile Home - Double-Wide			17			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			IOU			Wtd			PGE			1.11			1.66			-0.0214			0.0444			541			SCE			1.18			1.61			-0.0173			0.0442			541			SDG			1.11			1.42			-0.015			0.0451			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExIOU			Res-Indoor-CFLSCEDMoExIOU			Res-Indoor-CFLSDGDMoExIOU


			Residential Multi-Family - 01			Residential Multi-Family			01			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ01			Wtd			PGE			0.92			1.01			-0.027			0.049			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ01			Res-Indoor-CFLSCEMFmExCZ01			Res-Indoor-CFLSDGMFmExCZ01


			Residential Multi-Family - 02			Residential Multi-Family			02			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ02			Wtd			PGE			0.97			1.22			-0.0211			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ02			Res-Indoor-CFLSCEMFmExCZ02			Res-Indoor-CFLSDGMFmExCZ02


			Residential Multi-Family - 03			Residential Multi-Family			03			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ03			Wtd			PGE			0.94			1.03			-0.0229			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ03			Res-Indoor-CFLSCEMFmExCZ03			Res-Indoor-CFLSDGMFmExCZ03


			Residential Multi-Family - 04			Residential Multi-Family			04			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ04			Wtd			PGE			0.99			1.21			-0.019			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ04			Res-Indoor-CFLSCEMFmExCZ04			Res-Indoor-CFLSDGMFmExCZ04


			Residential Multi-Family - 05			Residential Multi-Family			05			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ05			Wtd			PGE			0.96			1.06			-0.022			0.047			541			SCE			1			1.01			-0.0261			0.047			541			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ05			Res-Indoor-CFLSCEMFmExCZ05			Res-Indoor-CFLSDGMFmExCZ05


			Residential Multi-Family - 06			Residential Multi-Family			06			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1			1.12			-0.017			0.043			541			SDG			1.01			1.13			-0.017			0.043			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ06			Res-Indoor-CFLSCEMFmExCZ06			Res-Indoor-CFLSDGMFmExCZ06


			Residential Multi-Family - 07			Residential Multi-Family			07			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1			1.13			-0.014			0.047			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ07			Res-Indoor-CFLSCEMFmExCZ07			Res-Indoor-CFLSDGMFmExCZ07


			Residential Multi-Family - 08			Residential Multi-Family			08			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.04			1.26			-0.014			0.047			541			SDG			1.07			1.34			-0.013			0.047			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ08			Res-Indoor-CFLSCEMFmExCZ08			Res-Indoor-CFLSDGMFmExCZ08


			Residential Multi-Family - 09			Residential Multi-Family			09			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.4			-0.014			0.045			541			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ09			Res-Indoor-CFLSCEMFmExCZ09			Res-Indoor-CFLSDGMFmExCZ09


			Residential Multi-Family - 10			Residential Multi-Family			10			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.5			-0.015			0.043			541			SDG			1.06			1.45			-0.015			0.043			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ10			Res-Indoor-CFLSCEMFmExCZ10			Res-Indoor-CFLSDGMFmExCZ10


			Residential Multi-Family - 11			Residential Multi-Family			11			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ11			Wtd			PGE			1.08			1.55			-0.018			0.044			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ11			Res-Indoor-CFLSCEMFmExCZ11			Res-Indoor-CFLSDGMFmExCZ11


			Residential Multi-Family - 12			Residential Multi-Family			12			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ12			Wtd			PGE			1.04			1.48			-0.02			0.045			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ12			Res-Indoor-CFLSCEMFmExCZ12			Res-Indoor-CFLSDGMFmExCZ12


			Residential Multi-Family - 13			Residential Multi-Family			13			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ13			Wtd			PGE			1.1			1.44			-0.017			0.045			541			SCE			1.1			1.41			-0.016			0.045			541			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ13			Res-Indoor-CFLSCEMFmExCZ13			Res-Indoor-CFLSDGMFmExCZ13


			Residential Multi-Family - 14			Residential Multi-Family			14			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.44			-0.017			0.043			541			SDG			1.13			1.42			-0.017			0.043			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ14			Res-Indoor-CFLSCEMFmExCZ14			Res-Indoor-CFLSDGMFmExCZ14


			Residential Multi-Family - 15			Residential Multi-Family			15			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.22			1.45			-0.0086			0.044			541			SDG			1.22			1.45			-0.00889			0.044			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ15			Res-Indoor-CFLSCEMFmExCZ15			Res-Indoor-CFLSDGMFmExCZ15


			Residential Multi-Family - 16			Residential Multi-Family			16			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ16			Wtd			PGE			1			1.31			-0.024			0.045			541			SCE			1			1.35			-0.024			0.045			541			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ16			Res-Indoor-CFLSCEMFmExCZ16			Res-Indoor-CFLSDGMFmExCZ16


			Residential Multi-Family - 17			Residential Multi-Family			17			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			IOU			Wtd			PGE			0.99			1.21			-0.0209			0.0437			541			SCE			1.05			1.28			-0.0151			0.0446			541			SDG			1.02			1.2			-0.0143			0.046			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExIOU			Res-Indoor-CFLSCEMFmExIOU			Res-Indoor-CFLSDGMFmExIOU


			Residential Single Family - 01			Residential Single Family			01			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ01			Wtd			PGE			0.97			1.01			-0.0311			0.049			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ01			Res-Indoor-CFLSCESFmExCZ01			Res-Indoor-CFLSDGSFmExCZ01


			Residential Single Family - 02			Residential Single Family			02			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ02			Wtd			PGE			0.99			1.26			-0.027			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ02			Res-Indoor-CFLSCESFmExCZ02			Res-Indoor-CFLSDGSFmExCZ02


			Residential Single Family - 03			Residential Single Family			03			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ03			Wtd			PGE			0.97			1.08			-0.0311			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ03			Res-Indoor-CFLSCESFmExCZ03			Res-Indoor-CFLSDGSFmExCZ03


			Residential Single Family - 04			Residential Single Family			04			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ04			Wtd			PGE			1.02			1.35			-0.024			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ04			Res-Indoor-CFLSCESFmExCZ04			Res-Indoor-CFLSDGSFmExCZ04


			Residential Single Family - 05			Residential Single Family			05			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ05			Wtd			PGE			0.97			1.08			-0.0331			0.047			541			SCE			0.98			1.12			-0.032			0.047			541			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ05			Res-Indoor-CFLSCESFmExCZ05			Res-Indoor-CFLSDGSFmExCZ05


			Residential Single Family - 06			Residential Single Family			06			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.02			1.19			-0.022			0.043			541			SDG			1.03			1.19			-0.022			0.043			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ06			Res-Indoor-CFLSCESFmExCZ06			Res-Indoor-CFLSDGSFmExCZ06


			Residential Single Family - 07			Residential Single Family			07			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.02			1.11			-0.018			0.047			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ07			Res-Indoor-CFLSCESFmExCZ07			Res-Indoor-CFLSDGSFmExCZ07


			Residential Single Family - 08			Residential Single Family			08			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.05			1.26			-0.018			0.047			541			SDG			1.08			1.42			-0.019			0.047			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ08			Res-Indoor-CFLSCESFmExCZ08			Res-Indoor-CFLSDGSFmExCZ08


			Residential Single Family - 09			Residential Single Family			09			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.49			-0.0211			0.045			541			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ09			Res-Indoor-CFLSCESFmExCZ09			Res-Indoor-CFLSDGSFmExCZ09


			Residential Single Family - 10			Residential Single Family			10			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.64			-0.0211			0.043			541			SDG			1.07			1.49			-0.0211			0.043			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ10			Res-Indoor-CFLSCESFmExCZ10			Res-Indoor-CFLSDGSFmExCZ10


			Residential Single Family - 11			Residential Single Family			11			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ11			Wtd			PGE			1.09			1.6			-0.024			0.044			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ11			Res-Indoor-CFLSCESFmExCZ11			Res-Indoor-CFLSDGSFmExCZ11


			Residential Single Family - 12			Residential Single Family			12			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ12			Wtd			PGE			1.06			1.53			-0.025			0.045			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ12			Res-Indoor-CFLSCESFmExCZ12			Res-Indoor-CFLSDGSFmExCZ12


			Residential Single Family - 13			Residential Single Family			13			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ13			Wtd			PGE			1.11			1.56			-0.022			0.045			541			SCE			1.11			1.56			-0.022			0.045			541			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ13			Res-Indoor-CFLSCESFmExCZ13			Res-Indoor-CFLSDGSFmExCZ13


			Residential Single Family - 14			Residential Single Family			14			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.47			-0.025			0.043			541			SDG			1.09			1.36			-0.0229			0.043			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ14			Res-Indoor-CFLSCESFmExCZ14			Res-Indoor-CFLSDGSFmExCZ14


			Residential Single Family - 15			Residential Single Family			15			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.21			1.63			-0.014			0.044			541			SDG			1.21			1.68			-0.013			0.044			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ15			Res-Indoor-CFLSCESFmExCZ15			Res-Indoor-CFLSDGSFmExCZ15


			Residential Single Family - 16			Residential Single Family			16			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ16			Wtd			PGE			1			1.35			-0.036			0.045			541			SCE			1.01			1.41			-0.036			0.045			541			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ16			Res-Indoor-CFLSCESFmExCZ16			Res-Indoor-CFLSDGSFmExCZ16


			Residential Single Family - 17			Residential Single Family			17			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			IOU			Wtd			PGE			1.03			1.36			-0.0266			0.0441			541			SCE			1.08			1.42			-0.0214			0.0445			541			SDG			1.04			1.23			-0.0192			0.0454			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExIOU			Res-Indoor-CFLSCESFmExIOU			Res-Indoor-CFLSDGSFmExIOU


			Residential Weighted - 17			Residential Weighted			17			DO8 v3.02			Res-Indoor-CFL			Ex			Res			IOU			Wtd			PGE			1.02			1.33			-0.0248			0.044			541			SCE			1.07			1.39			-0.0196			0.0445			541			SDG			1.04			1.23			-0.0175			0.0456			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEResExIOU			Res-Indoor-CFLSCEResExIOU			Res-Indoor-CFLSDGResExIOU


			Agricultural - 01			Agricultural			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			Agr			CZ01			Wtd			PGE			1			1.068			-0.004094			0.7885			3257			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ01			Com-Indoor-LF+HIDSCEAgrExCZ01			Com-Indoor-LF+HIDSDGAgrExCZ01


			Agricultural - 02			Agricultural			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			Agr			CZ02			Wtd			PGE			1.022			1.085			-0.002686			0.7885			3257			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ02			Com-Indoor-LF+HIDSCEAgrExCZ02			Com-Indoor-LF+HIDSDGAgrExCZ02


			Agricultural - 03			Agricultural			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			Agr			CZ03			Wtd			PGE			1.027			1.09			-0.002274			0.7885			3257			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ03			Com-Indoor-LF+HIDSCEAgrExCZ03			Com-Indoor-LF+HIDSDGAgrExCZ03


			Agricultural - 04			Agricultural			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			Agr			CZ04			Wtd			PGE			1.032			1.09			-0.002156			0.7885			3257			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ04			Com-Indoor-LF+HIDSCEAgrExCZ04			Com-Indoor-LF+HIDSDGAgrExCZ04


			Agricultural - 05			Agricultural			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			Agr			CZ05			Wtd			PGE			1.029			1.08			-0.00164			0.7885			3257			SCE			1.045			1.11			-0.001624			0.7885			3257			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ05			Com-Indoor-LF+HIDSCEAgrExCZ05			Com-Indoor-LF+HIDSDGAgrExCZ05


			Agricultural - 06			Agricultural			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			Agr			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.055			1.111			-0.00089			0.7885			3257			SDG			1.048			1.106			-0.0009298			0.7885			3257									Com-Indoor-LF+HIDPGEAgrExCZ06			Com-Indoor-LF+HIDSCEAgrExCZ06			Com-Indoor-LF+HIDSDGAgrExCZ06


			Agricultural - 07			Agricultural			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			Agr			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.053			1.109			-0.0006002			0.7885			3257									Com-Indoor-LF+HIDPGEAgrExCZ07			Com-Indoor-LF+HIDSCEAgrExCZ07			Com-Indoor-LF+HIDSDGAgrExCZ07


			Agricultural - 08			Agricultural			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			Agr			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.065			1.113			-0.00073			0.7885			3257			SDG			1.057			1.111			-0.0007298			0.7885			3257									Com-Indoor-LF+HIDPGEAgrExCZ08			Com-Indoor-LF+HIDSCEAgrExCZ08			Com-Indoor-LF+HIDSDGAgrExCZ08


			Agricultural - 09			Agricultural			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			Agr			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.069			1.118			-0.00066			0.7885			3257			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ09			Com-Indoor-LF+HIDSCEAgrExCZ09			Com-Indoor-LF+HIDSDGAgrExCZ09


			Agricultural - 10			Agricultural			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			Agr			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.051			1.107			-0.00076			0.7885			3257			SDG			1.057			1.111			-0.0007398			0.7885			3257									Com-Indoor-LF+HIDPGEAgrExCZ10			Com-Indoor-LF+HIDSCEAgrExCZ10			Com-Indoor-LF+HIDSDGAgrExCZ10


			Agricultural - 11			Agricultural			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			Agr			CZ11			Wtd			PGE			1.022			1.091			-0.003094			0.7885			3257			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ11			Com-Indoor-LF+HIDSCEAgrExCZ11			Com-Indoor-LF+HIDSDGAgrExCZ11


			Agricultural - 12			Agricultural			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			Agr			CZ12			Wtd			PGE			1.027			1.09			-0.002865			0.7885			3257			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ12			Com-Indoor-LF+HIDSCEAgrExCZ12			Com-Indoor-LF+HIDSDGAgrExCZ12


			Agricultural - 13			Agricultural			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			Agr			CZ13			Wtd			PGE			1.038			1.092			-0.00217			0.7885			3257			SCE			1.045			1.118			-0.00216			0.7885			3257			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ13			Com-Indoor-LF+HIDSCEAgrExCZ13			Com-Indoor-LF+HIDSDGAgrExCZ13


			Agricultural - 14			Agricultural			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			Agr			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.036			1.116			-0.002584			0.7885			3257			SDG			1.037			1.123			-0.002676			0.7885			3257									Com-Indoor-LF+HIDPGEAgrExCZ14			Com-Indoor-LF+HIDSCEAgrExCZ14			Com-Indoor-LF+HIDSDGAgrExCZ14


			Agricultural - 15			Agricultural			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			Agr			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.076			1.11			-0.0003802			0.7885			3257			SDG			1.086			1.113			-0.0003504			0.7885			3257									Com-Indoor-LF+HIDPGEAgrExCZ15			Com-Indoor-LF+HIDSCEAgrExCZ15			Com-Indoor-LF+HIDSDGAgrExCZ15


			Agricultural - 16			Agricultural			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			Agr			CZ16			Wtd			PGE			0.991			1.087			-0.005669			0.7885			3257			SCE			0.992			1.108			-0.005599			0.7885			3257			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ16			Com-Indoor-LF+HIDSCEAgrExCZ16			Com-Indoor-LF+HIDSDGAgrExCZ16


			Agricultural - 17			Agricultural			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			Agr			IOU			Wtd			PGE			1.028			1.09			-0.002469			0.7885			3257			SCE			1.06			1.112			-0.000951			0.7885			3257			SDG			1.053			1.109			-0.0006728			0.7885			3257									Com-Indoor-LF+HIDPGEAgrExIOU			Com-Indoor-LF+HIDSCEAgrExIOU			Com-Indoor-LF+HIDSDGAgrExIOU


			Assembly - 01			Assembly			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			Asm			CZ01			Wtd			PGE			0.98			1.11			-0.015			0.532			2610			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ01			Com-Indoor-LF+HIDSCEAsmExCZ01			Com-Indoor-LF+HIDSDGAsmExCZ01


			Assembly - 02			Assembly			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			Asm			CZ02			Wtd			PGE			1.03			1.15			-0.00989			0.532			2610			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ02			Com-Indoor-LF+HIDSCEAsmExCZ02			Com-Indoor-LF+HIDSDGAsmExCZ02


			Assembly - 03			Assembly			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			Asm			CZ03			Wtd			PGE			1.04			1.16			-0.00962			0.532			2610			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ03			Com-Indoor-LF+HIDSCEAsmExCZ03			Com-Indoor-LF+HIDSDGAsmExCZ03


			Assembly - 04			Assembly			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			Asm			CZ04			Wtd			PGE			1.06			1.17			-0.00831			0.532			2610			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ04			Com-Indoor-LF+HIDSCEAsmExCZ04			Com-Indoor-LF+HIDSDGAsmExCZ04


			Assembly - 05			Assembly			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			Asm			CZ05			Wtd			PGE			1.05			1.13			-0.00751			0.532			2610			SCE			1.08			1.18			-0.00732			0.532			2610			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ05			Com-Indoor-LF+HIDSCEAsmExCZ05			Com-Indoor-LF+HIDSDGAsmExCZ05


			Assembly - 06			Assembly			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			Asm			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.22			-0.0051			0.532			2610			SDG			1.09			1.21			-0.00571			0.532			2610									Com-Indoor-LF+HIDPGEAsmExCZ06			Com-Indoor-LF+HIDSCEAsmExCZ06			Com-Indoor-LF+HIDSDGAsmExCZ06


			Assembly - 07			Assembly			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			Asm			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.11			1.23			-0.0038			0.532			2610									Com-Indoor-LF+HIDPGEAsmExCZ07			Com-Indoor-LF+HIDSCEAsmExCZ07			Com-Indoor-LF+HIDSDGAsmExCZ07


			Assembly - 08			Assembly			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			Asm			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.22			-0.0041			0.532			2610			SDG			1.11			1.21			-0.0046			0.532			2610									Com-Indoor-LF+HIDPGEAsmExCZ08			Com-Indoor-LF+HIDSCEAsmExCZ08			Com-Indoor-LF+HIDSDGAsmExCZ08


			Assembly - 09			Assembly			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			Asm			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.23			-0.00391			0.532			2610			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ09			Com-Indoor-LF+HIDSCEAsmExCZ09			Com-Indoor-LF+HIDSDGAsmExCZ09


			Assembly - 10			Assembly			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			Asm			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.09			-0.00479			0.532			2610			SDG			1.1			1.1			-0.0051			0.532			2610									Com-Indoor-LF+HIDPGEAsmExCZ10			Com-Indoor-LF+HIDSCEAsmExCZ10			Com-Indoor-LF+HIDSDGAsmExCZ10


			Assembly - 11			Assembly			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			Asm			CZ11			Wtd			PGE			1.04			1.16			-0.009			0.532			2610			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ11			Com-Indoor-LF+HIDSCEAsmExCZ11			Com-Indoor-LF+HIDSDGAsmExCZ11


			Assembly - 12			Assembly			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			Asm			CZ12			Wtd			PGE			1.05			1.16			-0.009			0.532			2610			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ12			Com-Indoor-LF+HIDSCEAsmExCZ12			Com-Indoor-LF+HIDSDGAsmExCZ12


			Assembly - 13			Assembly			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			Asm			CZ13			Wtd			PGE			1.06			1.15			-0.00732			0.532			2610			SCE			1.08			1.19			-0.00732			0.532			2610			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ13			Com-Indoor-LF+HIDSCEAsmExCZ13			Com-Indoor-LF+HIDSDGAsmExCZ13


			Assembly - 14			Assembly			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			Asm			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.13			-0.00808			0.532			2610			SDG			1.07			1.14			-0.00858			0.532			2610									Com-Indoor-LF+HIDPGEAsmExCZ14			Com-Indoor-LF+HIDSCEAsmExCZ14			Com-Indoor-LF+HIDSDGAsmExCZ14


			Assembly - 15			Assembly			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			Asm			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.18			-0.0018			0.532			2610			SDG			1.18			1.19			-0.0019			0.532			2610									Com-Indoor-LF+HIDPGEAsmExCZ15			Com-Indoor-LF+HIDSCEAsmExCZ15			Com-Indoor-LF+HIDSDGAsmExCZ15


			Assembly - 16			Assembly			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			Asm			CZ16			Wtd			PGE			0.97			1.08			-0.014			0.532			2610			SCE			0.98			1.09			-0.014			0.532			2610			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ16			Com-Indoor-LF+HIDSCEAsmExCZ16			Com-Indoor-LF+HIDSDGAsmExCZ16


			Assembly - 17			Assembly			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			Asm			IOU			Wtd			PGE			1.05			1.16			-0.009			0.532			2610			SCE			1.11			1.19			-0.00471			0.532			2610			SDG			1.11			1.19			-0.00433			0.532			2610									Com-Indoor-LF+HIDPGEAsmExIOU			Com-Indoor-LF+HIDSCEAsmExIOU			Com-Indoor-LF+HIDSDGAsmExIOU


			Education - Community College - 01			Education - Community College			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			ECC			CZ01			Wtd			PGE			1.06			1.19			-0.017			0.806			2420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ01			Com-Indoor-LF+HIDSCEECCExCZ01			Com-Indoor-LF+HIDSDGECCExCZ01


			Education - Community College - 02			Education - Community College			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			ECC			CZ02			Wtd			PGE			1.1			1.26			-0.012			0.487			2420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ02			Com-Indoor-LF+HIDSCEECCExCZ02			Com-Indoor-LF+HIDSDGECCExCZ02


			Education - Community College - 03			Education - Community College			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			ECC			CZ03			Wtd			PGE			1.1			1.23			-0.011			0.487			2420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ03			Com-Indoor-LF+HIDSCEECCExCZ03			Com-Indoor-LF+HIDSDGECCExCZ03


			Education - Community College - 04			Education - Community College			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			ECC			CZ04			Wtd			PGE			1.12			1.28			-0.00971			0.487			2420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ04			Com-Indoor-LF+HIDSCEECCExCZ04			Com-Indoor-LF+HIDSDGECCExCZ04


			Education - Community College - 05			Education - Community College			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			ECC			CZ05			Wtd			PGE			1.11			1.24			-0.00979			0.806			2420			SCE			1.12			1.25			-0.00909			0.806			2420			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ05			Com-Indoor-LF+HIDSCEECCExCZ05			Com-Indoor-LF+HIDSDGECCExCZ05


			Education - Community College - 06			Education - Community College			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			ECC			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.25			-0.0057			0.487			2420			SDG			1.13			1.23			-0.00591			0.487			2420									Com-Indoor-LF+HIDPGEECCExCZ06			Com-Indoor-LF+HIDSCEECCExCZ06			Com-Indoor-LF+HIDSDGECCExCZ06


			Education - Community College - 07			Education - Community College			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			ECC			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.14			1.25			-0.00471			0.806			2420									Com-Indoor-LF+HIDPGEECCExCZ07			Com-Indoor-LF+HIDSCEECCExCZ07			Com-Indoor-LF+HIDSDGECCExCZ07


			Education - Community College - 08			Education - Community College			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			ECC			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.27			-0.005			0.806			2420			SDG			1.14			1.25			-0.00508			0.806			2420									Com-Indoor-LF+HIDPGEECCExCZ08			Com-Indoor-LF+HIDSCEECCExCZ08			Com-Indoor-LF+HIDSDGECCExCZ08


			Education - Community College - 09			Education - Community College			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			ECC			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.28			-0.00508			0.487			2420			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ09			Com-Indoor-LF+HIDSCEECCExCZ09			Com-Indoor-LF+HIDSDGECCExCZ09


			Education - Community College - 10			Education - Community College			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			ECC			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.28			-0.00479			0.487			2420			SDG			1.14			1.27			-0.0055			0.487			2420									Com-Indoor-LF+HIDPGEECCExCZ10			Com-Indoor-LF+HIDSCEECCExCZ10			Com-Indoor-LF+HIDSDGECCExCZ10


			Education - Community College - 11			Education - Community College			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			ECC			CZ11			Wtd			PGE			1.11			1.29			-0.011			0.487			2420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ11			Com-Indoor-LF+HIDSCEECCExCZ11			Com-Indoor-LF+HIDSDGECCExCZ11


			Education - Community College - 12			Education - Community College			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			ECC			CZ12			Wtd			PGE			1.11			1.28			-0.011			0.487			2420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ12			Com-Indoor-LF+HIDSCEECCExCZ12			Com-Indoor-LF+HIDSDGECCExCZ12


			Education - Community College - 13			Education - Community College			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			ECC			CZ13			Wtd			PGE			1.14			1			-0.00851			0.022			2420			SCE			1.13			1			-0.0074			0.022			2420			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ13			Com-Indoor-LF+HIDSCEECCExCZ13			Com-Indoor-LF+HIDSDGECCExCZ13


			Education - Community College - 14			Education - Community College			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			ECC			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.3			-0.0086			0.487			2420			SDG			1.11			1.28			-0.00909			0.487			2420									Com-Indoor-LF+HIDPGEECCExCZ14			Com-Indoor-LF+HIDSCEECCExCZ14			Com-Indoor-LF+HIDSDGECCExCZ14


			Education - Community College - 15			Education - Community College			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			ECC			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.21			1.3			-0.0024			0.487			2420			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ15			Com-Indoor-LF+HIDSCEECCExCZ15			Com-Indoor-LF+HIDSDGECCExCZ15


			Education - Community College - 16			Education - Community College			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			ECC			CZ16			Wtd			PGE			1.05			1.24			-0.019			0.487			2420			SCE			1.04			1.26			-0.018			0.487			2420			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ16			Com-Indoor-LF+HIDSCEECCExCZ16			Com-Indoor-LF+HIDSDGECCExCZ16


			Education - Community College - 17			Education - Community College			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			ECC			IOU			Wtd			PGE			1.11			1.25			-0.0107			0.455			2420			SCE			1.15			1.27			-0.0062			0.601			2420			SDG			1.14			1.26			-0.00492			0.728			2420									Com-Indoor-LF+HIDPGEECCExIOU			Com-Indoor-LF+HIDSCEECCExIOU			Com-Indoor-LF+HIDSDGECCExIOU


			Education - Primary School - 01			Education - Primary School			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			EPr			CZ01			Wtd			PGE			1.02			1.17			-0.015			0.617			2140			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ01			Com-Indoor-LF+HIDSCEEPrExCZ01			Com-Indoor-LF+HIDSDGEPrExCZ01


			Education - Primary School - 02			Education - Primary School			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			EPr			CZ02			Wtd			PGE			1.06			1			-0.01			0.02			2140			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ02			Com-Indoor-LF+HIDSCEEPrExCZ02			Com-Indoor-LF+HIDSDGEPrExCZ02


			Education - Primary School - 03			Education - Primary School			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			EPr			CZ03			Wtd			PGE			1.09			1			-0.0085			0.02			2140			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ03			Com-Indoor-LF+HIDSCEEPrExCZ03			Com-Indoor-LF+HIDSDGEPrExCZ03


			Education - Primary School - 04			Education - Primary School			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			EPr			CZ04			Wtd			PGE			1.09			1			-0.0079			0.02			2140			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ04			Com-Indoor-LF+HIDSCEEPrExCZ04			Com-Indoor-LF+HIDSDGEPrExCZ04


			Education - Primary School - 05			Education - Primary School			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			EPr			CZ05			Wtd			PGE			1.09			1.22			-0.00692			0.617			2140			SCE			1.13			1.29			-0.0064			0.617			2140			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ05			Com-Indoor-LF+HIDSCEEPrExCZ05			Com-Indoor-LF+HIDSDGEPrExCZ05


			Education - Primary School - 06			Education - Primary School			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			EPr			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.17			1			-0.0037			0.02			2140			SDG			1.14			1			-0.0039			0.02			2140									Com-Indoor-LF+HIDPGEEPrExCZ06			Com-Indoor-LF+HIDSCEEPrExCZ06			Com-Indoor-LF+HIDSDGEPrExCZ06


			Education - Primary School - 07			Education - Primary School			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			EPr			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.15			1.27			-0.0034			0.617			2140									Com-Indoor-LF+HIDPGEEPrExCZ07			Com-Indoor-LF+HIDSCEEPrExCZ07			Com-Indoor-LF+HIDSDGEPrExCZ07


			Education - Primary School - 08			Education - Primary School			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			EPr			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.31			-0.0033			0.617			2140			SDG			1.15			1.29			-0.0035			0.617			2140									Com-Indoor-LF+HIDPGEEPrExCZ08			Com-Indoor-LF+HIDSCEEPrExCZ08			Com-Indoor-LF+HIDSDGEPrExCZ08


			Education - Primary School - 09			Education - Primary School			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			EPr			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.18			1			-0.0033			0.02			2140			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ09			Com-Indoor-LF+HIDSCEEPrExCZ09			Com-Indoor-LF+HIDSDGEPrExCZ09


			Education - Primary School - 10			Education - Primary School			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			EPr			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.14			1			-0.0041			0.02			2140			SDG			1.15			1			-0.004			0.02			2140									Com-Indoor-LF+HIDPGEEPrExCZ10			Com-Indoor-LF+HIDSCEEPrExCZ10			Com-Indoor-LF+HIDSDGEPrExCZ10


			Education - Primary School - 11			Education - Primary School			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			EPr			CZ11			Wtd			PGE			1.06			1			-0.00958			0.02			2140			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ11			Com-Indoor-LF+HIDSCEEPrExCZ11			Com-Indoor-LF+HIDSDGEPrExCZ11


			Education - Primary School - 12			Education - Primary School			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			EPr			CZ12			Wtd			PGE			1.07			1			-0.00939			0.02			2140			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ12			Com-Indoor-LF+HIDSCEEPrExCZ12			Com-Indoor-LF+HIDSDGEPrExCZ12


			Education - Primary School - 13			Education - Primary School			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			EPr			CZ13			Wtd			PGE			1.09			1			-0.0071			0.02			2140			SCE			1.12			1			-0.00659			0.02			2140			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ13			Com-Indoor-LF+HIDSCEEPrExCZ13			Com-Indoor-LF+HIDSDGEPrExCZ13


			Education - Primary School - 14			Education - Primary School			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			EPr			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.09			1			-0.00818			0.02			2140			SDG			1.09			1			-0.00818			0.02			2140									Com-Indoor-LF+HIDPGEEPrExCZ14			Com-Indoor-LF+HIDSCEEPrExCZ14			Com-Indoor-LF+HIDSDGEPrExCZ14


			Education - Primary School - 15			Education - Primary School			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			EPr			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.2			1			-0.0014			0.02			2140			SDG			1.21			1			-0.0014			0.02			2140									Com-Indoor-LF+HIDPGEEPrExCZ15			Com-Indoor-LF+HIDSCEEPrExCZ15			Com-Indoor-LF+HIDSDGEPrExCZ15


			Education - Primary School - 16			Education - Primary School			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			EPr			CZ16			Wtd			PGE			0.97			1			-0.019			0.02			2140			SCE			0.97			1			-0.018			0.02			2140			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ16			Com-Indoor-LF+HIDSCEEPrExCZ16			Com-Indoor-LF+HIDSDGEPrExCZ16


			Education - Primary School - 17			Education - Primary School			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			EPr			IOU			Wtd			PGE			1.08			1.1			-0.00869			0.038			2140			SCE			1.16			1.29			-0.00426			0.208			2140			SDG			1.15			1.27			-0.00366			0.387			2140									Com-Indoor-LF+HIDPGEEPrExIOU			Com-Indoor-LF+HIDSCEEPrExIOU			Com-Indoor-LF+HIDSDGEPrExIOU


			Education - Relocatable Classroom - 01			Education - Relocatable Classroom			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			ERC			CZ01			Wtd			PGE			0.98			1.16			-0.014			0.702			2480			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ01			Com-Indoor-LF+HIDSCEERCExCZ01			Com-Indoor-LF+HIDSDGERCExCZ01


			Education - Relocatable Classroom - 02			Education - Relocatable Classroom			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			ERC			CZ02			Wtd			PGE			1.02			1			-0.011			0.02			2480			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ02			Com-Indoor-LF+HIDSCEERCExCZ02			Com-Indoor-LF+HIDSDGERCExCZ02


			Education - Relocatable Classroom - 03			Education - Relocatable Classroom			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			ERC			CZ03			Wtd			PGE			1.02			1			-0.0098			0.02			2480			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ03			Com-Indoor-LF+HIDSCEERCExCZ03			Com-Indoor-LF+HIDSDGERCExCZ03


			Education - Relocatable Classroom - 04			Education - Relocatable Classroom			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			ERC			CZ04			Wtd			PGE			1.05			1			-0.00899			0.02			2480			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ04			Com-Indoor-LF+HIDSCEERCExCZ04			Com-Indoor-LF+HIDSDGERCExCZ04


			Education - Relocatable Classroom - 05			Education - Relocatable Classroom			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			ERC			CZ05			Wtd			PGE			1.03			1.24			-0.00871			0.702			2480			SCE			1.06			1.32			-0.00798			0.702			2480			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ05			Com-Indoor-LF+HIDSCEERCExCZ05			Com-Indoor-LF+HIDSDGERCExCZ05


			Education - Relocatable Classroom - 06			Education - Relocatable Classroom			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			ERC			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.09			1			-0.0054			0.02			2480			SDG			1.09			1			-0.0054			0.02			2480									Com-Indoor-LF+HIDPGEERCExCZ06			Com-Indoor-LF+HIDSCEERCExCZ06			Com-Indoor-LF+HIDSDGERCExCZ06


			Education - Relocatable Classroom - 07			Education - Relocatable Classroom			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			ERC			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.12			1.3			-0.0054			0.702			2480									Com-Indoor-LF+HIDPGEERCExCZ07			Com-Indoor-LF+HIDSCEERCExCZ07			Com-Indoor-LF+HIDSDGERCExCZ07


			Education - Relocatable Classroom - 08			Education - Relocatable Classroom			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			ERC			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.28			-0.00528			0.702			2480			SDG			1.11			1.27			-0.00528			0.702			2480									Com-Indoor-LF+HIDPGEERCExCZ08			Com-Indoor-LF+HIDSCEERCExCZ08			Com-Indoor-LF+HIDSDGERCExCZ08


			Education - Relocatable Classroom - 09			Education - Relocatable Classroom			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			ERC			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.1			1			-0.00548			0.02			2480			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ09			Com-Indoor-LF+HIDSCEERCExCZ09			Com-Indoor-LF+HIDSDGERCExCZ09


			Education - Relocatable Classroom - 10			Education - Relocatable Classroom			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			ERC			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.11			1			-0.00581			0.02			2480			SDG			1.11			1			-0.00589			0.02			2480									Com-Indoor-LF+HIDPGEERCExCZ10			Com-Indoor-LF+HIDSCEERCExCZ10			Com-Indoor-LF+HIDSDGERCExCZ10


			Education - Relocatable Classroom - 11			Education - Relocatable Classroom			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			ERC			CZ11			Wtd			PGE			1.03			1			-0.011			0.02			2480			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ11			Com-Indoor-LF+HIDSCEERCExCZ11			Com-Indoor-LF+HIDSDGERCExCZ11


			Education - Relocatable Classroom - 12			Education - Relocatable Classroom			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			ERC			CZ12			Wtd			PGE			1.03			1			-0.01			0.02			2480			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ12			Com-Indoor-LF+HIDSCEERCExCZ12			Com-Indoor-LF+HIDSDGERCExCZ12


			Education - Relocatable Classroom - 13			Education - Relocatable Classroom			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			ERC			CZ13			Wtd			PGE			1.07			1			-0.0079			0.02			2480			SCE			1.1			1			-0.0073			0.02			2480			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ13			Com-Indoor-LF+HIDSCEERCExCZ13			Com-Indoor-LF+HIDSDGERCExCZ13


			Education - Relocatable Classroom - 14			Education - Relocatable Classroom			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			ERC			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.09			1			-0.0079			0.02			2480			SDG			1.09			1			-0.0079			0.02			2480									Com-Indoor-LF+HIDPGEERCExCZ14			Com-Indoor-LF+HIDSCEERCExCZ14			Com-Indoor-LF+HIDSDGERCExCZ14


			Education - Relocatable Classroom - 15			Education - Relocatable Classroom			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			ERC			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.16			1			-0.0031			0.02			2480			SDG			1.16			1			-0.0032			0.02			2480									Com-Indoor-LF+HIDPGEERCExCZ15			Com-Indoor-LF+HIDSCEERCExCZ15			Com-Indoor-LF+HIDSDGERCExCZ15


			Education - Relocatable Classroom - 16			Education - Relocatable Classroom			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			ERC			CZ16			Wtd			PGE			0.98			1			-0.017			0.02			2480			SCE			0.99			1			-0.016			0.02			2480			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ16			Com-Indoor-LF+HIDSCEERCExCZ16			Com-Indoor-LF+HIDSDGERCExCZ16


			Education - Relocatable Classroom - 17			Education - Relocatable Classroom			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			ERC			IOU			Wtd			PGE			1.03			1.11			-0.00968			0.0406			2480			SCE			1.1			1.26			-0.00589			0.235			2480			SDG			1.11			1.29			-0.00556			0.439			2480									Com-Indoor-LF+HIDPGEERCExIOU			Com-Indoor-LF+HIDSCEERCExIOU			Com-Indoor-LF+HIDSDGERCExIOU


			Education - Secondary School - 01			Education - Secondary School			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			ESe			CZ01			Wtd			PGE			1			1.16			-0.018			0.709			2280			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ01			Com-Indoor-LF+HIDSCEESeExCZ01			Com-Indoor-LF+HIDSDGESeExCZ01


			Education - Secondary School - 02			Education - Secondary School			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			ESe			CZ02			Wtd			PGE			1.06			1			-0.012			0.02			2280			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ02			Com-Indoor-LF+HIDSCEESeExCZ02			Com-Indoor-LF+HIDSDGESeExCZ02


			Education - Secondary School - 03			Education - Secondary School			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			ESe			CZ03			Wtd			PGE			1.06			1			-0.011			0.02			2280			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ03			Com-Indoor-LF+HIDSCEESeExCZ03			Com-Indoor-LF+HIDSDGESeExCZ03


			Education - Secondary School - 04			Education - Secondary School			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			ESe			CZ04			Wtd			PGE			1.08			1			-0.00978			0.02			2280			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ04			Com-Indoor-LF+HIDSCEESeExCZ04			Com-Indoor-LF+HIDSDGESeExCZ04


			Education - Secondary School - 05			Education - Secondary School			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			ESe			CZ05			Wtd			PGE			1.08			1.2			-0.00908			0.709			2280			SCE			1.1			1.26			-0.0086			0.709			2280			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ05			Com-Indoor-LF+HIDSCEESeExCZ05			Com-Indoor-LF+HIDSDGESeExCZ05


			Education - Secondary School - 06			Education - Secondary School			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			ESe			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.14			1			-0.00579			0.02			2280			SDG			1.12			1			-0.00548			0.02			2280									Com-Indoor-LF+HIDPGEESeExCZ06			Com-Indoor-LF+HIDSCEESeExCZ06			Com-Indoor-LF+HIDSDGESeExCZ06


			Education - Secondary School - 07			Education - Secondary School			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			ESe			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.13			1.23			-0.00461			0.709			2280									Com-Indoor-LF+HIDPGEESeExCZ07			Com-Indoor-LF+HIDSCEESeExCZ07			Com-Indoor-LF+HIDSDGESeExCZ07


			Education - Secondary School - 08			Education - Secondary School			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			ESe			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.28			-0.00478			0.709			2280			SDG			1.14			1.26			-0.00452			0.709			2280									Com-Indoor-LF+HIDPGEESeExCZ08			Com-Indoor-LF+HIDSCEESeExCZ08			Com-Indoor-LF+HIDSDGESeExCZ08


			Education - Secondary School - 09			Education - Secondary School			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			ESe			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.17			1			-0.00478			0.02			2280			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ09			Com-Indoor-LF+HIDSCEESeExCZ09			Com-Indoor-LF+HIDSDGESeExCZ09


			Education - Secondary School - 10			Education - Secondary School			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			ESe			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.14			1			-0.00531			0.02			2280			SDG			1.14			1			-0.00509			0.02			2280									Com-Indoor-LF+HIDPGEESeExCZ10			Com-Indoor-LF+HIDSCEESeExCZ10			Com-Indoor-LF+HIDSDGESeExCZ10


			Education - Secondary School - 11			Education - Secondary School			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			ESe			CZ11			Wtd			PGE			1.07			1			-0.011			0.02			2280			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ11			Com-Indoor-LF+HIDSCEESeExCZ11			Com-Indoor-LF+HIDSDGESeExCZ11


			Education - Secondary School - 12			Education - Secondary School			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			ESe			CZ12			Wtd			PGE			1.07			1			-0.011			0.02			2280			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ12			Com-Indoor-LF+HIDSCEESeExCZ12			Com-Indoor-LF+HIDSDGESeExCZ12


			Education - Secondary School - 13			Education - Secondary School			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			ESe			CZ13			Wtd			PGE			1.1			1			-0.00851			0.02			2280			SCE			1.13			1			-0.00811			0.02			2280			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ13			Com-Indoor-LF+HIDSCEESeExCZ13			Com-Indoor-LF+HIDSDGESeExCZ13


			Education - Secondary School - 14			Education - Secondary School			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			ESe			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.1			1			-0.00961			0.02			2280			SDG			1.1			1			-0.00939			0.02			2280									Com-Indoor-LF+HIDPGEESeExCZ14			Com-Indoor-LF+HIDSCEESeExCZ14			Com-Indoor-LF+HIDSDGESeExCZ14


			Education - Secondary School - 15			Education - Secondary School			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			ESe			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.22			1			-0.0023			0.02			2280			SDG			1.23			1			-0.0021			0.02			2280									Com-Indoor-LF+HIDPGEESeExCZ15			Com-Indoor-LF+HIDSCEESeExCZ15			Com-Indoor-LF+HIDSDGESeExCZ15


			Education - Secondary School - 16			Education - Secondary School			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			ESe			CZ16			Wtd			PGE			0.98			1			-0.019			0.02			2280			SCE			0.98			1			-0.018			0.02			2280			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ16			Com-Indoor-LF+HIDSCEESeExCZ16			Com-Indoor-LF+HIDSDGESeExCZ16


			Education - Secondary School - 17			Education - Secondary School			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			ESe			IOU			Wtd			PGE			1.07			1.1			-0.0106			0.0408			2280			SCE			1.14			1.27			-0.00575			0.237			2280			SDG			1.14			1.23			-0.00482			0.443			2280									Com-Indoor-LF+HIDPGEESeExIOU			Com-Indoor-LF+HIDSCEESeExIOU			Com-Indoor-LF+HIDSDGESeExIOU


			Education - University - 01			Education - University			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			EUn			CZ01			Wtd			PGE			1.08			1.19			-0.011			0.72			2350			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ01			Com-Indoor-LF+HIDSCEEUnExCZ01			Com-Indoor-LF+HIDSDGEUnExCZ01


			Education - University - 02			Education - University			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			EUn			CZ02			Wtd			PGE			1.1			1.23			-0.00851			0.439			2350			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ02			Com-Indoor-LF+HIDSCEEUnExCZ02			Com-Indoor-LF+HIDSDGEUnExCZ02


			Education - University - 03			Education - University			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			EUn			CZ03			Wtd			PGE			1.11			1.21			-0.00762			0.439			2350			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ03			Com-Indoor-LF+HIDSCEEUnExCZ03			Com-Indoor-LF+HIDSDGEUnExCZ03


			Education - University - 04			Education - University			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			EUn			CZ04			Wtd			PGE			1.12			1.25			-0.00689			0.439			2350			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ04			Com-Indoor-LF+HIDSCEEUnExCZ04			Com-Indoor-LF+HIDSDGEUnExCZ04


			Education - University - 05			Education - University			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			EUn			CZ05			Wtd			PGE			1.12			1.22			-0.00689			0.72			2350			SCE			1.13			1.22			-0.0063			0.72			2350			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ05			Com-Indoor-LF+HIDSCEEUnExCZ05			Com-Indoor-LF+HIDSDGEUnExCZ05


			Education - University - 06			Education - University			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			EUn			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.22			-0.0043			0.439			2350			SDG			1.14			1.21			-0.00451			0.439			2350									Com-Indoor-LF+HIDPGEEUnExCZ06			Com-Indoor-LF+HIDSCEEUnExCZ06			Com-Indoor-LF+HIDSDGEUnExCZ06


			Education - University - 07			Education - University			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			EUn			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.15			1.23			-0.004			0.72			2350									Com-Indoor-LF+HIDPGEEUnExCZ07			Com-Indoor-LF+HIDSCEEUnExCZ07			Com-Indoor-LF+HIDSDGEUnExCZ07


			Education - University - 08			Education - University			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			EUn			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.25			-0.004			0.72			2350			SDG			1.15			1.24			-0.0041			0.72			2350									Com-Indoor-LF+HIDPGEEUnExCZ08			Com-Indoor-LF+HIDSCEEUnExCZ08			Com-Indoor-LF+HIDSDGEUnExCZ08


			Education - University - 09			Education - University			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			EUn			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.23			-0.00451			0.439			2350			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ09			Com-Indoor-LF+HIDSCEEUnExCZ09			Com-Indoor-LF+HIDSDGEUnExCZ09


			Education - University - 10			Education - University			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			EUn			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.25			-0.0039			0.439			2350			SDG			1.15			1.24			-0.00468			0.439			2350									Com-Indoor-LF+HIDPGEEUnExCZ10			Com-Indoor-LF+HIDSCEEUnExCZ10			Com-Indoor-LF+HIDSDGEUnExCZ10


			Education - University - 11			Education - University			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			EUn			CZ11			Wtd			PGE			1.11			1.26			-0.008			0.439			2350			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ11			Com-Indoor-LF+HIDSCEEUnExCZ11			Com-Indoor-LF+HIDSDGEUnExCZ11


			Education - University - 12			Education - University			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			EUn			CZ12			Wtd			PGE			1.12			1.23			-0.00791			0.439			2350			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ12			Com-Indoor-LF+HIDSCEEUnExCZ12			Com-Indoor-LF+HIDSDGEUnExCZ12


			Education - University - 13			Education - University			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			EUn			CZ13			Wtd			PGE			1.14			1			-0.0063			0.034			2350			SCE			1.14			1			-0.00511			0.034			2350			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ13			Com-Indoor-LF+HIDSCEEUnExCZ13			Com-Indoor-LF+HIDSDGEUnExCZ13


			Education - University - 14			Education - University			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			EUn			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.27			-0.00609			0.439			2350			SDG			1.13			1.26			-0.0066			0.439			2350									Com-Indoor-LF+HIDPGEEUnExCZ14			Com-Indoor-LF+HIDSCEEUnExCZ14			Com-Indoor-LF+HIDSDGEUnExCZ14


			Education - University - 15			Education - University			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			EUn			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.2			1.28			-0.0023			0.439			2350			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ15			Com-Indoor-LF+HIDSCEEUnExCZ15			Com-Indoor-LF+HIDSDGEUnExCZ15


			Education - University - 16			Education - University			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			EUn			CZ16			Wtd			PGE			1.06			1.21			-0.015			0.439			2350			SCE			1.06			1.22			-0.013			0.439			2350			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ16			Com-Indoor-LF+HIDSCEEUnExCZ16			Com-Indoor-LF+HIDSDGEUnExCZ16


			Education - University - 17			Education - University			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			EUn			IOU			Wtd			PGE			1.11			1.22			-0.00757			0.411			2350			SCE			1.16			1.24			-0.00481			0.54			2350			SDG			1.15			1.23			-0.00418			0.651			2350									Com-Indoor-LF+HIDPGEEUnExIOU			Com-Indoor-LF+HIDSCEEUnExIOU			Com-Indoor-LF+HIDSDGEUnExIOU


			Food Store - 01			Food Store			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			Fst			CZ01			Wtd			PGE			0.91			1.105			-0.013645			0.7825			4145			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ01			Com-Indoor-LF+HIDSCEFstExCZ01			Com-Indoor-LF+HIDSDGFstExCZ01


			Food Store - 02			Food Store			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			Fst			CZ02			Wtd			PGE			0.99			1.24			-0.009505			0.7825			4145			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ02			Com-Indoor-LF+HIDSCEFstExCZ02			Com-Indoor-LF+HIDSDGFstExCZ02


			Food Store - 03			Food Store			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			Fst			CZ03			Wtd			PGE			0.975			1.2			-0.009955			0.7825			4145			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ03			Com-Indoor-LF+HIDSCEFstExCZ03			Com-Indoor-LF+HIDSDGFstExCZ03


			Food Store - 04			Food Store			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			Fst			CZ04			Wtd			PGE			1.01			1.235			-0.008455			0.7825			4145			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ04			Com-Indoor-LF+HIDSCEFstExCZ04			Com-Indoor-LF+HIDSDGFstExCZ04


			Food Store - 05			Food Store			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			Fst			CZ05			Wtd			PGE			0.995			1.19			-0.008555			0.7825			4145			SCE			1.05			1.21			-0.00945			0.7825			4145			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ05			Com-Indoor-LF+HIDSCEFstExCZ05			Com-Indoor-LF+HIDSDGFstExCZ05


			Food Store - 06			Food Store			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			Fst			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.075			1.215			-0.00765			0.7825			4145			SDG			1.06			1.205			-0.00765			0.7825			4145									Com-Indoor-LF+HIDPGEFstExCZ06			Com-Indoor-LF+HIDSCEFstExCZ06			Com-Indoor-LF+HIDSDGFstExCZ06


			Food Store - 07			Food Store			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			Fst			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.08			1.21			-0.0069495			0.7825			4145									Com-Indoor-LF+HIDPGEFstExCZ07			Com-Indoor-LF+HIDSCEFstExCZ07			Com-Indoor-LF+HIDSDGFstExCZ07


			Food Store - 08			Food Store			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			Fst			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.255			-0.0066			0.7825			4145			SDG			1.085			1.24			-0.0066			0.7825			4145									Com-Indoor-LF+HIDPGEFstExCZ08			Com-Indoor-LF+HIDSCEFstExCZ08			Com-Indoor-LF+HIDSDGFstExCZ08


			Food Store - 09			Food Store			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			Fst			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.105			1.26			-0.006			0.7825			4145			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ09			Com-Indoor-LF+HIDSCEFstExCZ09			Com-Indoor-LF+HIDSDGFstExCZ09


			Food Store - 10			Food Store			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			Fst			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.095			1.265			-0.00615			0.7825			4145			SDG			1.095			1.265			-0.0062			0.7825			4145									Com-Indoor-LF+HIDPGEFstExCZ10			Com-Indoor-LF+HIDSCEFstExCZ10			Com-Indoor-LF+HIDSDGFstExCZ10


			Food Store - 11			Food Store			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			Fst			CZ11			Wtd			PGE			1.015			1.24			-0.008755			0.7825			4145			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ11			Com-Indoor-LF+HIDSCEFstExCZ11			Com-Indoor-LF+HIDSDGFstExCZ11


			Food Store - 12			Food Store			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			Fst			CZ12			Wtd			PGE			1.005			1.25			-0.009045			0.7825			4145			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ12			Com-Indoor-LF+HIDSCEFstExCZ12			Com-Indoor-LF+HIDSDGFstExCZ12


			Food Store - 13			Food Store			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			Fst			CZ13			Wtd			PGE			1.05			1.24			-0.007155			0.7825			4145			SCE			1.09			1.275			-0.007555			0.7825			4145			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ13			Com-Indoor-LF+HIDSCEFstExCZ13			Com-Indoor-LF+HIDSDGFstExCZ13


			Food Store - 14			Food Store			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			Fst			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.065			1.265			-0.00825			0.7825			4145			SDG			1.065			1.265			-0.008295			0.7825			4145									Com-Indoor-LF+HIDPGEFstExCZ14			Com-Indoor-LF+HIDSCEFstExCZ14			Com-Indoor-LF+HIDSDGFstExCZ14


			Food Store - 15			Food Store			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			Fst			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.155			1.28			-0.0034995			0.7825			4145			SDG			1.155			1.28			-0.0033995			0.7825			4145									Com-Indoor-LF+HIDPGEFstExCZ15			Com-Indoor-LF+HIDSCEFstExCZ15			Com-Indoor-LF+HIDSDGFstExCZ15


			Food Store - 16			Food Store			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			Fst			CZ16			Wtd			PGE			0.925			1.225			-0.0135			0.7825			4145			SCE			0.975			1.245			-0.014			0.7825			4145			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ16			Com-Indoor-LF+HIDSCEFstExCZ16			Com-Indoor-LF+HIDSDGFstExCZ16


			Food Store - 17			Food Store			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			Fst			IOU			Wtd			PGE			1			1.225			-0.008975			0.7825			4145			SCE			1.09			1.25			-0.00675			0.7825			4145			SDG			1.085			1.225			-0.00678			0.7825			4145									Com-Indoor-LF+HIDPGEFstExIOU			Com-Indoor-LF+HIDSCEFstExIOU			Com-Indoor-LF+HIDSDGFstExIOU


			Grocery - 01			Grocery			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			Gro			CZ01			Wtd			PGE			0.81			1.07			-0.018			0.69			4910			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ01			Com-Indoor-LF+HIDSCEGroExCZ01			Com-Indoor-LF+HIDSDGGroExCZ01


			Grocery - 02			Grocery			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			Gro			CZ02			Wtd			PGE			0.92			1.3			-0.013			0.69			4910			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ02			Com-Indoor-LF+HIDSCEGroExCZ02			Com-Indoor-LF+HIDSDGGroExCZ02


			Grocery - 03			Grocery			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			Gro			CZ03			Wtd			PGE			0.88			1.22			-0.015			0.69			4910			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ03			Com-Indoor-LF+HIDSCEGroExCZ03			Com-Indoor-LF+HIDSDGGroExCZ03


			Grocery - 04			Grocery			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			Gro			CZ04			Wtd			PGE			0.93			1.28			-0.013			0.69			4910			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ04			Com-Indoor-LF+HIDSCEGroExCZ04			Com-Indoor-LF+HIDSDGGroExCZ04


			Grocery - 05			Grocery			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			Gro			CZ05			Wtd			PGE			0.9			1.21			-0.014			0.69			4910			SCE			0.99			1.21			-0.016			0.69			4910			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ05			Com-Indoor-LF+HIDSCEGroExCZ05			Com-Indoor-LF+HIDSDGGroExCZ05


			Grocery - 06			Grocery			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			Gro			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.01			1.21			-0.014			0.69			4910			SDG			0.99			1.19			-0.014			0.69			4910									Com-Indoor-LF+HIDPGEGroExCZ06			Com-Indoor-LF+HIDSCEGroExCZ06			Com-Indoor-LF+HIDSDGGroExCZ06


			Grocery - 07			Grocery			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			Gro			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.02			1.21			-0.013			0.69			4910									Com-Indoor-LF+HIDPGEGroExCZ07			Com-Indoor-LF+HIDSCEGroExCZ07			Com-Indoor-LF+HIDSDGGroExCZ07


			Grocery - 08			Grocery			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			Gro			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.05			1.29			-0.012			0.69			4910			SDG			1.03			1.27			-0.012			0.69			4910									Com-Indoor-LF+HIDPGEGroExCZ08			Com-Indoor-LF+HIDSCEGroExCZ08			Com-Indoor-LF+HIDSDGGroExCZ08


			Grocery - 09			Grocery			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			Gro			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.06			1.27			-0.011			0.69			4910			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ09			Com-Indoor-LF+HIDSCEGroExCZ09			Com-Indoor-LF+HIDSDGGroExCZ09


			Grocery - 10			Grocery			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			Gro			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.06			1.32			-0.011			0.69			4910			SDG			1.05			1.31			-0.011			0.69			4910									Com-Indoor-LF+HIDPGEGroExCZ10			Com-Indoor-LF+HIDSCEGroExCZ10			Com-Indoor-LF+HIDSDGGroExCZ10


			Grocery - 11			Grocery			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			Gro			CZ11			Wtd			PGE			0.97			1.3			-0.011			0.69			4910			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ11			Com-Indoor-LF+HIDSCEGroExCZ11			Com-Indoor-LF+HIDSDGGroExCZ11


			Grocery - 12			Grocery			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			Gro			CZ12			Wtd			PGE			0.95			1.32			-0.012			0.69			4910			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ12			Com-Indoor-LF+HIDSCEGroExCZ12			Com-Indoor-LF+HIDSDGGroExCZ12


			Grocery - 13			Grocery			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			Gro			CZ13			Wtd			PGE			1.01			1.29			-0.0099			0.69			4910			SCE			1.07			1.3			-0.011			0.69			4910			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ13			Com-Indoor-LF+HIDSCEGroExCZ13			Com-Indoor-LF+HIDSDGGroExCZ13


			Grocery - 14			Grocery			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			Gro			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.04			1.33			-0.012			0.69			4910			SDG			1.03			1.32			-0.012			0.69			4910									Com-Indoor-LF+HIDPGEGroExCZ14			Com-Indoor-LF+HIDSCEGroExCZ14			Com-Indoor-LF+HIDSDGGroExCZ14


			Grocery - 15			Grocery			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			Gro			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.31			-0.0066			0.69			4910			SDG			1.12			1.3			-0.0064			0.69			4910									Com-Indoor-LF+HIDPGEGroExCZ15			Com-Indoor-LF+HIDSCEGroExCZ15			Com-Indoor-LF+HIDSDGGroExCZ15


			Grocery - 16			Grocery			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			Gro			CZ16			Wtd			PGE			0.86			1.28			-0.015			0.69			4910			SCE			0.95			1.28			-0.017			0.69			4910			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ16			Com-Indoor-LF+HIDSCEGroExCZ16			Com-Indoor-LF+HIDSDGGroExCZ16


			Grocery - 17			Grocery			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			Gro			IOU			Wtd			PGE			0.93			1.27			-0.0128			0.69			4910			SCE			1.04			1.28			-0.012			0.69			4910			SDG			1.03			1.24			-0.0125			0.69			4910									Com-Indoor-LF+HIDPGEGroExIOU			Com-Indoor-LF+HIDSCEGroExIOU			Com-Indoor-LF+HIDSDGGroExIOU


			Health/Medical - Clinic - 01			Health/Medical - Clinic			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			Cli			CZ01			Wtd			PGE			1.025			1.16			-0.01145			0.685			3375			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGECliExCZ01			Com-Indoor-LF+HIDSCECliExCZ01			Com-Indoor-LF+HIDSDGCliExCZ01


			Health/Medical - Clinic - 02			Health/Medical - Clinic			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			Cli			CZ02			Wtd			PGE			1.05			1.23			-0.00951			0.685			3375			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGECliExCZ02			Com-Indoor-LF+HIDSCECliExCZ02			Com-Indoor-LF+HIDSDGCliExCZ02


			Health/Medical - Clinic - 03			Health/Medical - Clinic			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			Cli			CZ03			Wtd			PGE			1.06			1.23			-0.00855			0.685			3375			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGECliExCZ03			Com-Indoor-LF+HIDSCECliExCZ03			Com-Indoor-LF+HIDSDGCliExCZ03


			Health/Medical - Clinic - 04			Health/Medical - Clinic			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			Cli			CZ04			Wtd			PGE			1.07			1.24			-0.0079			0.685			3375			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGECliExCZ04			Com-Indoor-LF+HIDSCECliExCZ04			Com-Indoor-LF+HIDSDGCliExCZ04


			Health/Medical - Clinic - 05			Health/Medical - Clinic			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			Cli			CZ05			Wtd			PGE			1.07			1.205			-0.0075			0.685			3375			SCE			1.085			1.255			-0.0076			0.685			3375			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGECliExCZ05			Com-Indoor-LF+HIDSCECliExCZ05			Com-Indoor-LF+HIDSDGCliExCZ05


			Health/Medical - Clinic - 06			Health/Medical - Clinic			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			Cli			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.115			1.265			-0.00565			0.685			3375			SDG			1.115			1.255			-0.005749			0.685			3375									Com-Indoor-LF+HIDPGECliExCZ06			Com-Indoor-LF+HIDSCECliExCZ06			Com-Indoor-LF+HIDSDGCliExCZ06


			Health/Medical - Clinic - 07			Health/Medical - Clinic			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			Cli			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.125			1.255			-0.004951			0.685			3375									Com-Indoor-LF+HIDPGECliExCZ07			Com-Indoor-LF+HIDSCECliExCZ07			Com-Indoor-LF+HIDSDGCliExCZ07


			Health/Medical - Clinic - 08			Health/Medical - Clinic			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			Cli			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.135			1.285			-0.005445			0.685			3375			SDG			1.13			1.27			-0.005154			0.685			3375									Com-Indoor-LF+HIDPGECliExCZ08			Com-Indoor-LF+HIDSCECliExCZ08			Com-Indoor-LF+HIDSDGCliExCZ08


			Health/Medical - Clinic - 09			Health/Medical - Clinic			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			Cli			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.135			1.31			-0.005555			0.685			3375			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGECliExCZ09			Com-Indoor-LF+HIDSCECliExCZ09			Com-Indoor-LF+HIDSDGCliExCZ09


			Health/Medical - Clinic - 10			Health/Medical - Clinic			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			Cli			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.295			-0.005505			0.685			3375			SDG			1.13			1.295			-0.005299			0.685			3375									Com-Indoor-LF+HIDPGECliExCZ10			Com-Indoor-LF+HIDSCECliExCZ10			Com-Indoor-LF+HIDSDGCliExCZ10


			Health/Medical - Clinic - 11			Health/Medical - Clinic			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			Cli			CZ11			Wtd			PGE			1.06			1.25			-0.00899			0.685			3375			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGECliExCZ11			Com-Indoor-LF+HIDSCECliExCZ11			Com-Indoor-LF+HIDSDGCliExCZ11


			Health/Medical - Clinic - 12			Health/Medical - Clinic			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			Cli			CZ12			Wtd			PGE			1.06			1.245			-0.008645			0.685			3375			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGECliExCZ12			Com-Indoor-LF+HIDSCECliExCZ12			Com-Indoor-LF+HIDSDGCliExCZ12


			Health/Medical - Clinic - 13			Health/Medical - Clinic			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			Cli			CZ13			Wtd			PGE			1.09			1.26			-0.00715			0.685			3375			SCE			1.105			1.32			-0.0071			0.685			3375			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGECliExCZ13			Com-Indoor-LF+HIDSCECliExCZ13			Com-Indoor-LF+HIDSDGCliExCZ13


			Health/Medical - Clinic - 14			Health/Medical - Clinic			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			Cli			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.305			-0.0075			0.685			3375			SDG			1.105			1.305			-0.0072			0.685			3375									Com-Indoor-LF+HIDPGECliExCZ14			Com-Indoor-LF+HIDSCECliExCZ14			Com-Indoor-LF+HIDSDGCliExCZ14


			Health/Medical - Clinic - 15			Health/Medical - Clinic			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			Cli			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.33			-0.003494			0.685			3375			SDG			0.61			0.645			-0.00015			0.3465			1295									Com-Indoor-LF+HIDPGECliExCZ15			Com-Indoor-LF+HIDSCECliExCZ15			Com-Indoor-LF+HIDSDGCliExCZ15


			Health/Medical - Clinic - 16			Health/Medical - Clinic			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			Cli			CZ16			Wtd			PGE			0.995			1.235			-0.013845			0.685			3375			SCE			0.995			1.28			-0.013495			0.685			3375			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGECliExCZ16			Com-Indoor-LF+HIDSCECliExCZ16			Com-Indoor-LF+HIDSDGCliExCZ16


			Health/Medical - Clinic - 17			Health/Medical - Clinic			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			Cli			IOU			Wtd			PGE			1.07			1.24			-0.008385			0.685			3375			SCE			1.125			1.285			-0.005755			0.685			3375			SDG			1.125			1.26			-0.005034			0.685			3375									Com-Indoor-LF+HIDPGECliExIOU			Com-Indoor-LF+HIDSCECliExIOU			Com-Indoor-LF+HIDSDGCliExIOU


			Health/Medical - Hospital - 01			Health/Medical - Hospital			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			Hsp			CZ01			Wtd			PGE			1.09			1.16			-0.00751			0.827			5260			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ01			Com-Indoor-LF+HIDSCEHspExCZ01			Com-Indoor-LF+HIDSDGHspExCZ01


			Health/Medical - Hospital - 02			Health/Medical - Hospital			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			Hsp			CZ02			Wtd			PGE			1.1			1.23			-0.0066			0.827			5260			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ02			Com-Indoor-LF+HIDSCEHspExCZ02			Com-Indoor-LF+HIDSDGHspExCZ02


			Health/Medical - Hospital - 03			Health/Medical - Hospital			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			Hsp			CZ03			Wtd			PGE			1.12			1.21			-0.00601			0.827			5260			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ03			Com-Indoor-LF+HIDSCEHspExCZ03			Com-Indoor-LF+HIDSDGHspExCZ03


			Health/Medical - Hospital - 04			Health/Medical - Hospital			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			Hsp			CZ04			Wtd			PGE			1.12			1.23			-0.00589			0.827			5260			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ04			Com-Indoor-LF+HIDSCEHspExCZ04			Com-Indoor-LF+HIDSDGHspExCZ04


			Health/Medical - Hospital - 05			Health/Medical - Hospital			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			Hsp			CZ05			Wtd			PGE			1.11			1.19			-0.0061			0.827			5260			SCE			1.14			1.23			-0.00629			0.827			5260			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ05			Com-Indoor-LF+HIDSCEHspExCZ05			Com-Indoor-LF+HIDSDGHspExCZ05


			Health/Medical - Hospital - 06			Health/Medical - Hospital			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			Hsp			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.25			-0.0051			0.827			5260			SDG			1.15			1.23			-0.00521			0.827			5260									Com-Indoor-LF+HIDPGEHspExCZ06			Com-Indoor-LF+HIDSCEHspExCZ06			Com-Indoor-LF+HIDSDGHspExCZ06


			Health/Medical - Hospital - 07			Health/Medical - Hospital			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			Hsp			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.15			1.25			-0.0049			0.827			5260									Com-Indoor-LF+HIDPGEHspExCZ07			Com-Indoor-LF+HIDSCEHspExCZ07			Com-Indoor-LF+HIDSDGHspExCZ07


			Health/Medical - Hospital - 08			Health/Medical - Hospital			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			Hsp			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.26			-0.005			0.827			5260			SDG			1.15			1.25			-0.0051			0.827			5260									Com-Indoor-LF+HIDPGEHspExCZ08			Com-Indoor-LF+HIDSCEHspExCZ08			Com-Indoor-LF+HIDSDGHspExCZ08


			Health/Medical - Hospital - 09			Health/Medical - Hospital			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			Hsp			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.29			-0.0049			0.827			5260			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ09			Com-Indoor-LF+HIDSCEHspExCZ09			Com-Indoor-LF+HIDSDGHspExCZ09


			Health/Medical - Hospital - 10			Health/Medical - Hospital			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			Hsp			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.27			-0.0054			0.827			5260			SDG			1.15			1.27			-0.00549			0.827			5260									Com-Indoor-LF+HIDPGEHspExCZ10			Com-Indoor-LF+HIDSCEHspExCZ10			Com-Indoor-LF+HIDSDGHspExCZ10


			Health/Medical - Hospital - 11			Health/Medical - Hospital			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			Hsp			CZ11			Wtd			PGE			1.1			1.25			-0.0065			0.827			5260			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ11			Com-Indoor-LF+HIDSCEHspExCZ11			Com-Indoor-LF+HIDSDGHspExCZ11


			Health/Medical - Hospital - 12			Health/Medical - Hospital			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			Hsp			CZ12			Wtd			PGE			1.11			1.25			-0.00641			0.827			5260			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ12			Com-Indoor-LF+HIDSCEHspExCZ12			Com-Indoor-LF+HIDSDGHspExCZ12


			Health/Medical - Hospital - 13			Health/Medical - Hospital			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			Hsp			CZ13			Wtd			PGE			1.12			1.26			-0.00561			0.827			5260			SCE			1.14			1.29			-0.00601			0.827			5260			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ13			Com-Indoor-LF+HIDSCEHspExCZ13			Com-Indoor-LF+HIDSDGHspExCZ13


			Health/Medical - Hospital - 14			Health/Medical - Hospital			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			Hsp			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.29			-0.00681			0.827			5260			SDG			1.12			1.28			-0.00681			0.827			5260									Com-Indoor-LF+HIDPGEHspExCZ14			Com-Indoor-LF+HIDSCEHspExCZ14			Com-Indoor-LF+HIDSDGHspExCZ14


			Health/Medical - Hospital - 15			Health/Medical - Hospital			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			Hsp			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.31			-0.00451			0.827			5260			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ15			Com-Indoor-LF+HIDSCEHspExCZ15			Com-Indoor-LF+HIDSDGHspExCZ15


			Health/Medical - Hospital - 16			Health/Medical - Hospital			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			Hsp			CZ16			Wtd			PGE			1.05			1.22			-0.011			0.827			5260			SCE			1.05			1.25			-0.01			0.827			5260			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ16			Com-Indoor-LF+HIDSCEHspExCZ16			Com-Indoor-LF+HIDSDGHspExCZ16


			Health/Medical - Hospital - 17			Health/Medical - Hospital			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			Hsp			IOU			Wtd			PGE			1.11			1.23			-0.00614			0.827			5260			SCE			1.16			1.27			-0.00527			0.827			5260			SDG			1.15			1.25			-0.005			0.827			5260									Com-Indoor-LF+HIDPGEHspExIOU			Com-Indoor-LF+HIDSCEHspExIOU			Com-Indoor-LF+HIDSDGHspExIOU


			Health/Medical - Nursing Home - 01			Health/Medical - Nursing Home			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			Nrs			CZ01			Wtd			PGE			1.01			1.16			-0.018			0.677			4160			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ01			Com-Indoor-LF+HIDSCENrsExCZ01			Com-Indoor-LF+HIDSDGNrsExCZ01


			Health/Medical - Nursing Home - 02			Health/Medical - Nursing Home			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			Nrs			CZ02			Wtd			PGE			1.04			1.25			-0.015			0.677			4160			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ02			Com-Indoor-LF+HIDSCENrsExCZ02			Com-Indoor-LF+HIDSDGNrsExCZ02


			Health/Medical - Nursing Home - 03			Health/Medical - Nursing Home			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			Nrs			CZ03			Wtd			PGE			1.05			1.24			-0.014			0.677			4160			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ03			Com-Indoor-LF+HIDSCENrsExCZ03			Com-Indoor-LF+HIDSDGNrsExCZ03


			Health/Medical - Nursing Home - 04			Health/Medical - Nursing Home			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			Nrs			CZ04			Wtd			PGE			1.06			1.26			-0.013			0.677			4160			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ04			Com-Indoor-LF+HIDSCENrsExCZ04			Com-Indoor-LF+HIDSDGNrsExCZ04


			Health/Medical - Nursing Home - 05			Health/Medical - Nursing Home			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			Nrs			CZ05			Wtd			PGE			1.05			1.21			-0.013			0.677			4160			SCE			1.04			1.25			-0.013			0.677			4160			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ05			Com-Indoor-LF+HIDSCENrsExCZ05			Com-Indoor-LF+HIDSDGNrsExCZ05


			Health/Medical - Nursing Home - 06			Health/Medical - Nursing Home			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			Nrs			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.08			1.26			-0.01			0.677			4160			SDG			1.07			1.25			-0.011			0.677			4160									Com-Indoor-LF+HIDPGENrsExCZ06			Com-Indoor-LF+HIDSCENrsExCZ06			Com-Indoor-LF+HIDSDGNrsExCZ06


			Health/Medical - Nursing Home - 07			Health/Medical - Nursing Home			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			Nrs			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.08			1.26			-0.0095			0.677			4160									Com-Indoor-LF+HIDPGENrsExCZ07			Com-Indoor-LF+HIDSCENrsExCZ07			Com-Indoor-LF+HIDSDGNrsExCZ07


			Health/Medical - Nursing Home - 08			Health/Medical - Nursing Home			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			Nrs			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.28			-0.00959			0.677			4160			SDG			1.09			1.27			-0.00981			0.677			4160									Com-Indoor-LF+HIDPGENrsExCZ08			Com-Indoor-LF+HIDSCENrsExCZ08			Com-Indoor-LF+HIDSDGNrsExCZ08


			Health/Medical - Nursing Home - 09			Health/Medical - Nursing Home			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			Nrs			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.32			-0.00971			0.677			4160			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ09			Com-Indoor-LF+HIDSCENrsExCZ09			Com-Indoor-LF+HIDSDGNrsExCZ09


			Health/Medical - Nursing Home - 10			Health/Medical - Nursing Home			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			Nrs			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.32			-0.00981			0.677			4160			SDG			1.09			1.32			-0.01			0.677			4160									Com-Indoor-LF+HIDPGENrsExCZ10			Com-Indoor-LF+HIDSCENrsExCZ10			Com-Indoor-LF+HIDSDGNrsExCZ10


			Health/Medical - Nursing Home - 11			Health/Medical - Nursing Home			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			Nrs			CZ11			Wtd			PGE			1.06			1.27			-0.013			0.677			4160			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ11			Com-Indoor-LF+HIDSCENrsExCZ11			Com-Indoor-LF+HIDSDGNrsExCZ11


			Health/Medical - Nursing Home - 12			Health/Medical - Nursing Home			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			Nrs			CZ12			Wtd			PGE			1.05			1.27			-0.013			0.677			4160			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ12			Com-Indoor-LF+HIDSCENrsExCZ12			Com-Indoor-LF+HIDSDGNrsExCZ12


			Health/Medical - Nursing Home - 13			Health/Medical - Nursing Home			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			Nrs			CZ13			Wtd			PGE			1.08			1.28			-0.011			0.677			4160			SCE			1.08			1.34			-0.011			0.677			4160			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ13			Com-Indoor-LF+HIDSCENrsExCZ13			Com-Indoor-LF+HIDSDGNrsExCZ13


			Health/Medical - Nursing Home - 14			Health/Medical - Nursing Home			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			Nrs			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.08			1.33			-0.012			0.677			4160			SDG			1.08			1.34			-0.012			0.677			4160									Com-Indoor-LF+HIDPGENrsExCZ14			Com-Indoor-LF+HIDSCENrsExCZ14			Com-Indoor-LF+HIDSDGNrsExCZ14


			Health/Medical - Nursing Home - 15			Health/Medical - Nursing Home			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			Nrs			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.36			-0.00639			0.677			4160			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ15			Com-Indoor-LF+HIDSCENrsExCZ15			Com-Indoor-LF+HIDSDGNrsExCZ15


			Health/Medical - Nursing Home - 16			Health/Medical - Nursing Home			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			Nrs			CZ16			Wtd			PGE			1			1.24			-0.019			0.677			4160			SCE			0.99			1.28			-0.019			0.677			4160			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ16			Com-Indoor-LF+HIDSCENrsExCZ16			Com-Indoor-LF+HIDSDGNrsExCZ16


			Health/Medical - Nursing Home - 17			Health/Medical - Nursing Home			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			Nrs			IOU			Wtd			PGE			1.06			1.26			-0.0132			0.677			4160			SCE			1.09			1.29			-0.01			0.677			4160			SDG			1.08			1.27			-0.00962			0.677			4160									Com-Indoor-LF+HIDPGENrsExIOU			Com-Indoor-LF+HIDSCENrsExIOU			Com-Indoor-LF+HIDSDGNrsExIOU


			Industrial - 01			Industrial			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			Ind			CZ01			Wtd			PGE			1.045			1.16			-0.0049045			0.887			3375			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ01			Com-Indoor-LF+HIDSCEIndExCZ01			Com-Indoor-LF+HIDSDGIndExCZ01


			Industrial - 02			Industrial			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			Ind			CZ02			Wtd			PGE			1.08			1.18			-0.0031555			0.887			3375			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ02			Com-Indoor-LF+HIDSCEIndExCZ02			Com-Indoor-LF+HIDSDGIndExCZ02


			Industrial - 03			Industrial			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			Ind			CZ03			Wtd			PGE			1.09			1.185			-0.0027045			0.887			3375			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ03			Com-Indoor-LF+HIDSCEIndExCZ03			Com-Indoor-LF+HIDSDGIndExCZ03


			Industrial - 04			Industrial			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			Ind			CZ04			Wtd			PGE			1.09			1.185			-0.0025445			0.887			3375			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ04			Com-Indoor-LF+HIDSCEIndExCZ04			Com-Indoor-LF+HIDSDGIndExCZ04


			Industrial - 05			Industrial			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			Ind			CZ05			Wtd			PGE			1.09			1.175			-0.00195			0.887			3375			SCE			1.125			1.24			-0.0019545			0.887			3375			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ05			Com-Indoor-LF+HIDSCEIndExCZ05			Com-Indoor-LF+HIDSDGIndExCZ05


			Industrial - 06			Industrial			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			Ind			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.235			-0.00105			0.887			3375			SDG			1.12			1.23			-0.0012			0.887			3375									Com-Indoor-LF+HIDPGEIndExCZ06			Com-Indoor-LF+HIDSCEIndExCZ06			Com-Indoor-LF+HIDSDGIndExCZ06


			Industrial - 07			Industrial			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			Ind			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.13			1.23			-0.0007			0.887			3375									Com-Indoor-LF+HIDPGEIndExCZ07			Com-Indoor-LF+HIDSCEIndExCZ07			Com-Indoor-LF+HIDSDGIndExCZ07


			Industrial - 08			Industrial			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			Ind			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.245			-0.00085			0.887			3375			SDG			1.135			1.25			-0.00095			0.887			3375									Com-Indoor-LF+HIDPGEIndExCZ08			Com-Indoor-LF+HIDSCEIndExCZ08			Com-Indoor-LF+HIDSDGIndExCZ08


			Industrial - 09			Industrial			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			Ind			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.255			-0.00065			0.887			3375			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ09			Com-Indoor-LF+HIDSCEIndExCZ09			Com-Indoor-LF+HIDSDGIndExCZ09


			Industrial - 10			Industrial			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			Ind			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.215			-0.00095			0.887			3375			SDG			1.135			1.23			-0.001			0.887			3375									Com-Indoor-LF+HIDPGEIndExCZ10			Com-Indoor-LF+HIDSCEIndExCZ10			Com-Indoor-LF+HIDSDGIndExCZ10


			Industrial - 11			Industrial			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			Ind			CZ11			Wtd			PGE			1.075			1.185			-0.0036955			0.887			3375			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ11			Com-Indoor-LF+HIDSCEIndExCZ11			Com-Indoor-LF+HIDSDGIndExCZ11


			Industrial - 12			Industrial			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			Ind			CZ12			Wtd			PGE			1.085			1.2			-0.003395			0.887			3375			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ12			Com-Indoor-LF+HIDSCEIndExCZ12			Com-Indoor-LF+HIDSDGIndExCZ12


			Industrial - 13			Industrial			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			Ind			CZ13			Wtd			PGE			1.1			1.2			-0.0025495			0.887			3375			SCE			1.12			1.255			-0.0026005			0.887			3375			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ13			Com-Indoor-LF+HIDSCEIndExCZ13			Com-Indoor-LF+HIDSDGIndExCZ13


			Industrial - 14			Industrial			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			Ind			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.245			-0.0033055			0.887			3375			SDG			1.1			1.26			-0.003545			0.887			3375									Com-Indoor-LF+HIDPGEIndExCZ14			Com-Indoor-LF+HIDSCEIndExCZ14			Com-Indoor-LF+HIDSDGIndExCZ14


			Industrial - 15			Industrial			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			Ind			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.21			-0.0004005			0.887			3375			SDG			1.19			1.22			-0.0004005			0.887			3375									Com-Indoor-LF+HIDPGEIndExCZ15			Com-Indoor-LF+HIDSCEIndExCZ15			Com-Indoor-LF+HIDSDGIndExCZ15


			Industrial - 16			Industrial			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			Ind			CZ16			Wtd			PGE			1.025			1.18			-0.007645			0.887			3375			SCE			1.025			1.23			-0.0076			0.887			3375			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ16			Com-Indoor-LF+HIDSCEIndExCZ16			Com-Indoor-LF+HIDSDGIndExCZ16


			Industrial - 17			Industrial			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			Ind			IOU			Wtd			PGE			1.085			1.19			-0.0029275			0.887			3375			SCE			1.14			1.24			-0.0011385			0.887			3375			SDG			1.13			1.23			-0.0008405			0.887			3375									Com-Indoor-LF+HIDPGEIndExIOU			Com-Indoor-LF+HIDSCEIndExIOU			Com-Indoor-LF+HIDSDGIndExIOU


			Lodging - Guest Rooms - 01			Lodging - Guest Rooms			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			GsR			CZ01			Wtd			PGE			0.99			1.19			-0.00871			0.172			1550			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ01			Com-Indoor-LF+HIDSCEGsRExCZ01			Com-Indoor-LF+HIDSDGGsRExCZ01


			Lodging - Guest Rooms - 02			Lodging - Guest Rooms			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			GsR			CZ02			Wtd			PGE			1.02			1.23			-0.00652			0.172			1550			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ02			Com-Indoor-LF+HIDSCEGsRExCZ02			Com-Indoor-LF+HIDSDGGsRExCZ02


			Lodging - Guest Rooms - 03			Lodging - Guest Rooms			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			GsR			CZ03			Wtd			PGE			1.04			1.22			-0.0059			0.172			1550			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ03			Com-Indoor-LF+HIDSCEGsRExCZ03			Com-Indoor-LF+HIDSDGGsRExCZ03


			Lodging - Guest Rooms - 04			Lodging - Guest Rooms			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			GsR			CZ04			Wtd			PGE			1.05			1.23			-0.0053			0.172			1550			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ04			Com-Indoor-LF+HIDSCEGsRExCZ04			Com-Indoor-LF+HIDSDGGsRExCZ04


			Lodging - Guest Rooms - 05			Lodging - Guest Rooms			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			GsR			CZ05			Wtd			PGE			1.04			1.2			-0.0058			0.172			1550			SCE			1.07			1.26			-0.0049			0.172			1550			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ05			Com-Indoor-LF+HIDSCEGsRExCZ05			Com-Indoor-LF+HIDSDGGsRExCZ05


			Lodging - Guest Rooms - 06			Lodging - Guest Rooms			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			GsR			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.27			-0.0032			0.172			1550			SDG			1.11			1.26			-0.0033			0.172			1550									Com-Indoor-LF+HIDPGEGsRExCZ06			Com-Indoor-LF+HIDSCEGsRExCZ06			Com-Indoor-LF+HIDSDGGsRExCZ06


			Lodging - Guest Rooms - 07			Lodging - Guest Rooms			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			GsR			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.13			1.26			-0.0029			0.172			1550									Com-Indoor-LF+HIDPGEGsRExCZ07			Com-Indoor-LF+HIDSCEGsRExCZ07			Com-Indoor-LF+HIDSDGGsRExCZ07


			Lodging - Guest Rooms - 08			Lodging - Guest Rooms			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			GsR			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.28			-0.0028			0.172			1550			SDG			1.12			1.27			-0.0029			0.172			1550									Com-Indoor-LF+HIDPGEGsRExCZ08			Com-Indoor-LF+HIDSCEGsRExCZ08			Com-Indoor-LF+HIDSDGGsRExCZ08


			Lodging - Guest Rooms - 09			Lodging - Guest Rooms			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			GsR			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.3			-0.0029			0.172			1550			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ09			Com-Indoor-LF+HIDSCEGsRExCZ09			Com-Indoor-LF+HIDSDGGsRExCZ09


			Lodging - Guest Rooms - 10			Lodging - Guest Rooms			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			GsR			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.29			-0.0033			0.172			1550			SDG			1.12			1.28			-0.0033			0.172			1550									Com-Indoor-LF+HIDPGEGsRExCZ10			Com-Indoor-LF+HIDSCEGsRExCZ10			Com-Indoor-LF+HIDSDGGsRExCZ10


			Lodging - Guest Rooms - 11			Lodging - Guest Rooms			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			GsR			CZ11			Wtd			PGE			1.04			1.24			-0.0059			0.172			1550			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ11			Com-Indoor-LF+HIDSCEGsRExCZ11			Com-Indoor-LF+HIDSDGGsRExCZ11


			Lodging - Guest Rooms - 12			Lodging - Guest Rooms			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			GsR			CZ12			Wtd			PGE			1.03			1.24			-0.006			0.172			1550			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ12			Com-Indoor-LF+HIDSCEGsRExCZ12			Com-Indoor-LF+HIDSDGGsRExCZ12


			Lodging - Guest Rooms - 13			Lodging - Guest Rooms			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			GsR			CZ13			Wtd			PGE			1.07			1.25			-0.0048			0.172			1550			SCE			1.1			1.32			-0.0041			0.172			1550			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ13			Com-Indoor-LF+HIDSCEGsRExCZ13			Com-Indoor-LF+HIDSDGGsRExCZ13


			Lodging - Guest Rooms - 14			Lodging - Guest Rooms			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			GsR			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.31			-0.0044			0.172			1550			SDG			1.07			1.31			-0.0045			0.172			1550									Com-Indoor-LF+HIDPGEGsRExCZ14			Com-Indoor-LF+HIDSCEGsRExCZ14			Com-Indoor-LF+HIDSDGGsRExCZ14


			Lodging - Guest Rooms - 15			Lodging - Guest Rooms			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			GsR			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.19			1.32			-0.0016			0.172			1550			SDG			1.18			1.32			-0.0016			0.172			1550									Com-Indoor-LF+HIDPGEGsRExCZ15			Com-Indoor-LF+HIDSCEGsRExCZ15			Com-Indoor-LF+HIDSDGGsRExCZ15


			Lodging - Guest Rooms - 16			Lodging - Guest Rooms			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			GsR			CZ16			Wtd			PGE			0.93			1.22			-0.00948			0.172			1550			SCE			0.94			1.29			-0.00813			0.172			1550			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ16			Com-Indoor-LF+HIDSCEGsRExCZ16			Com-Indoor-LF+HIDSDGGsRExCZ16


			Lodging - Guest Rooms - 17			Lodging - Guest Rooms			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			GsR			IOU			Wtd			PGE			1.04			1.23			-0.00586			0.172			1550			SCE			1.14			1.28			-0.00307			0.172			1550			SDG			1.13			1.26			-0.00295			0.172			1550									Com-Indoor-LF+HIDPGEGsRExIOU			Com-Indoor-LF+HIDSCEGsRExIOU			Com-Indoor-LF+HIDSDGGsRExIOU


			Lodging - Hotel - 01			Lodging - Hotel			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			Htl			CZ01			Wtd			PGE			0.97			1.18			-0.00718			0.242			1950			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ01			Com-Indoor-LF+HIDSCEHtlExCZ01			Com-Indoor-LF+HIDSDGHtlExCZ01


			Lodging - Hotel - 02			Lodging - Hotel			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			Htl			CZ02			Wtd			PGE			1.01			1.25			-0.006			0.242			1950			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ02			Com-Indoor-LF+HIDSCEHtlExCZ02			Com-Indoor-LF+HIDSDGHtlExCZ02


			Lodging - Hotel - 03			Lodging - Hotel			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			Htl			CZ03			Wtd			PGE			1.03			1.24			-0.00559			0.242			1950			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ03			Com-Indoor-LF+HIDSCEHtlExCZ03			Com-Indoor-LF+HIDSDGHtlExCZ03


			Lodging - Hotel - 04			Lodging - Hotel			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			Htl			CZ04			Wtd			PGE			1.04			1.25			-0.0049			0.242			1950			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ04			Com-Indoor-LF+HIDSCEHtlExCZ04			Com-Indoor-LF+HIDSDGHtlExCZ04


			Lodging - Hotel - 05			Lodging - Hotel			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			Htl			CZ05			Wtd			PGE			1.03			1.23			-0.00518			0.242			1950			SCE			1.05			1.27			-0.0048			0.242			1950			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ05			Com-Indoor-LF+HIDSCEHtlExCZ05			Com-Indoor-LF+HIDSDGHtlExCZ05


			Lodging - Hotel - 06			Lodging - Hotel			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			Htl			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.27			-0.0033			0.242			1950			SDG			1.09			1.26			-0.0034			0.242			1950									Com-Indoor-LF+HIDPGEHtlExCZ06			Com-Indoor-LF+HIDSCEHtlExCZ06			Com-Indoor-LF+HIDSDGHtlExCZ06


			Lodging - Hotel - 07			Lodging - Hotel			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			Htl			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.1			1.25			-0.0031			0.242			1950									Com-Indoor-LF+HIDPGEHtlExCZ07			Com-Indoor-LF+HIDSCEHtlExCZ07			Com-Indoor-LF+HIDSDGHtlExCZ07


			Lodging - Hotel - 08			Lodging - Hotel			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			Htl			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.28			-0.0032			0.242			1950			SDG			1.1			1.27			-0.0033			0.242			1950									Com-Indoor-LF+HIDPGEHtlExCZ08			Com-Indoor-LF+HIDSCEHtlExCZ08			Com-Indoor-LF+HIDSDGHtlExCZ08


			Lodging - Hotel - 09			Lodging - Hotel			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			Htl			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.3			-0.0032			0.242			1950			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ09			Com-Indoor-LF+HIDSCEHtlExCZ09			Com-Indoor-LF+HIDSDGHtlExCZ09


			Lodging - Hotel - 10			Lodging - Hotel			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			Htl			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.29			-0.0033			0.242			1950			SDG			1.1			1.29			-0.0035			0.242			1950									Com-Indoor-LF+HIDPGEHtlExCZ10			Com-Indoor-LF+HIDSCEHtlExCZ10			Com-Indoor-LF+HIDSDGHtlExCZ10


			Lodging - Hotel - 11			Lodging - Hotel			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			Htl			CZ11			Wtd			PGE			1.03			1.26			-0.00579			0.242			1950			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ11			Com-Indoor-LF+HIDSCEHtlExCZ11			Com-Indoor-LF+HIDSDGHtlExCZ11


			Lodging - Hotel - 12			Lodging - Hotel			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			Htl			CZ12			Wtd			PGE			1.03			1.26			-0.00569			0.242			1950			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ12			Com-Indoor-LF+HIDSCEHtlExCZ12			Com-Indoor-LF+HIDSDGHtlExCZ12


			Lodging - Hotel - 13			Lodging - Hotel			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			Htl			CZ13			Wtd			PGE			1.07			1.27			-0.0045			0.242			1950			SCE			1.09			1.3			-0.0043			0.242			1950			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ13			Com-Indoor-LF+HIDSCEHtlExCZ13			Com-Indoor-LF+HIDSDGHtlExCZ13


			Lodging - Hotel - 14			Lodging - Hotel			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			Htl			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.06			1.3			-0.0046			0.242			1950			SDG			1.05			1.29			-0.0048			0.242			1950									Com-Indoor-LF+HIDPGEHtlExCZ14			Com-Indoor-LF+HIDSCEHtlExCZ14			Com-Indoor-LF+HIDSDGHtlExCZ14


			Lodging - Hotel - 15			Lodging - Hotel			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			Htl			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.3			-0.0021			0.242			1950			SDG			1.16			1.29			-0.0023			0.242			1950									Com-Indoor-LF+HIDPGEHtlExCZ15			Com-Indoor-LF+HIDSCEHtlExCZ15			Com-Indoor-LF+HIDSDGHtlExCZ15


			Lodging - Hotel - 16			Lodging - Hotel			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			Htl			CZ16			Wtd			PGE			0.92			1.25			-0.00938			0.242			1950			SCE			0.93			1.29			-0.00872			0.242			1950			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ16			Com-Indoor-LF+HIDSCEHtlExCZ16			Com-Indoor-LF+HIDSDGHtlExCZ16


			Lodging - Hotel - 17			Lodging - Hotel			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			Htl			IOU			Wtd			PGE			1.03			1.25			-0.00549			0.242			1950			SCE			1.11			1.29			-0.00334			0.242			1950			SDG			1.1			1.25			-0.00316			0.242			1950									Com-Indoor-LF+HIDPGEHtlExIOU			Com-Indoor-LF+HIDSCEHtlExIOU			Com-Indoor-LF+HIDSDGHtlExIOU


			Lodging - Motel - 01			Lodging - Motel			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			Mtl			CZ01			Wtd			PGE			0.99			1.19			-0.00871			0.172			1550			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ01			Com-Indoor-LF+HIDSCEMtlExCZ01			Com-Indoor-LF+HIDSDGMtlExCZ01


			Lodging - Motel - 02			Lodging - Motel			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			Mtl			CZ02			Wtd			PGE			1.02			1.23			-0.00652			0.172			1550			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ02			Com-Indoor-LF+HIDSCEMtlExCZ02			Com-Indoor-LF+HIDSDGMtlExCZ02


			Lodging - Motel - 03			Lodging - Motel			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			Mtl			CZ03			Wtd			PGE			1.04			1.22			-0.0059			0.172			1550			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ03			Com-Indoor-LF+HIDSCEMtlExCZ03			Com-Indoor-LF+HIDSDGMtlExCZ03


			Lodging - Motel - 04			Lodging - Motel			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			Mtl			CZ04			Wtd			PGE			1.05			1.23			-0.0053			0.172			1550			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ04			Com-Indoor-LF+HIDSCEMtlExCZ04			Com-Indoor-LF+HIDSDGMtlExCZ04


			Lodging - Motel - 05			Lodging - Motel			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			Mtl			CZ05			Wtd			PGE			1.04			1.2			-0.0058			0.172			1550			SCE			1.07			1.26			-0.0049			0.172			1550			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ05			Com-Indoor-LF+HIDSCEMtlExCZ05			Com-Indoor-LF+HIDSDGMtlExCZ05


			Lodging - Motel - 06			Lodging - Motel			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			Mtl			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.27			-0.0032			0.172			1550			SDG			1.11			1.26			-0.0033			0.172			1550									Com-Indoor-LF+HIDPGEMtlExCZ06			Com-Indoor-LF+HIDSCEMtlExCZ06			Com-Indoor-LF+HIDSDGMtlExCZ06


			Lodging - Motel - 07			Lodging - Motel			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			Mtl			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.13			1.26			-0.0029			0.172			1550									Com-Indoor-LF+HIDPGEMtlExCZ07			Com-Indoor-LF+HIDSCEMtlExCZ07			Com-Indoor-LF+HIDSDGMtlExCZ07


			Lodging - Motel - 08			Lodging - Motel			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			Mtl			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.28			-0.0028			0.172			1550			SDG			1.12			1.27			-0.0029			0.172			1550									Com-Indoor-LF+HIDPGEMtlExCZ08			Com-Indoor-LF+HIDSCEMtlExCZ08			Com-Indoor-LF+HIDSDGMtlExCZ08


			Lodging - Motel - 09			Lodging - Motel			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			Mtl			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.3			-0.0029			0.172			1550			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ09			Com-Indoor-LF+HIDSCEMtlExCZ09			Com-Indoor-LF+HIDSDGMtlExCZ09


			Lodging - Motel - 10			Lodging - Motel			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			Mtl			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.29			-0.0033			0.172			1550			SDG			1.12			1.28			-0.0033			0.172			1550									Com-Indoor-LF+HIDPGEMtlExCZ10			Com-Indoor-LF+HIDSCEMtlExCZ10			Com-Indoor-LF+HIDSDGMtlExCZ10


			Lodging - Motel - 11			Lodging - Motel			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			Mtl			CZ11			Wtd			PGE			1.04			1.24			-0.0059			0.172			1550			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ11			Com-Indoor-LF+HIDSCEMtlExCZ11			Com-Indoor-LF+HIDSDGMtlExCZ11


			Lodging - Motel - 12			Lodging - Motel			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			Mtl			CZ12			Wtd			PGE			1.03			1.24			-0.006			0.172			1550			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ12			Com-Indoor-LF+HIDSCEMtlExCZ12			Com-Indoor-LF+HIDSDGMtlExCZ12


			Lodging - Motel - 13			Lodging - Motel			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			Mtl			CZ13			Wtd			PGE			1.07			1.25			-0.0048			0.172			1550			SCE			1.1			1.32			-0.0041			0.172			1550			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ13			Com-Indoor-LF+HIDSCEMtlExCZ13			Com-Indoor-LF+HIDSDGMtlExCZ13


			Lodging - Motel - 14			Lodging - Motel			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			Mtl			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.31			-0.0044			0.172			1550			SDG			1.07			1.31			-0.0045			0.172			1550									Com-Indoor-LF+HIDPGEMtlExCZ14			Com-Indoor-LF+HIDSCEMtlExCZ14			Com-Indoor-LF+HIDSDGMtlExCZ14


			Lodging - Motel - 15			Lodging - Motel			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			Mtl			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.19			1.32			-0.0016			0.172			1550			SDG			1.18			1.32			-0.0016			0.172			1550									Com-Indoor-LF+HIDPGEMtlExCZ15			Com-Indoor-LF+HIDSCEMtlExCZ15			Com-Indoor-LF+HIDSDGMtlExCZ15


			Lodging - Motel - 16			Lodging - Motel			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			Mtl			CZ16			Wtd			PGE			0.93			1.22			-0.00948			0.172			1550			SCE			0.94			1.29			-0.00813			0.172			1550			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ16			Com-Indoor-LF+HIDSCEMtlExCZ16			Com-Indoor-LF+HIDSDGMtlExCZ16


			Lodging - Motel - 17			Lodging - Motel			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			Mtl			IOU			Wtd			PGE			1.04			1.23			-0.00586			0.172			1550			SCE			1.14			1.28			-0.00307			0.172			1550			SDG			1.13			1.26			-0.00295			0.172			1550									Com-Indoor-LF+HIDPGEMtlExIOU			Com-Indoor-LF+HIDSCEMtlExIOU			Com-Indoor-LF+HIDSDGMtlExIOU


			Manufacturing - Bio/Tech - 01			Manufacturing - Bio/Tech			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			MBT			CZ01			Wtd			PGE			1.1			1.19			-0.000799			0.851			3530			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ01			Com-Indoor-LF+HIDSCEMBTExCZ01			Com-Indoor-LF+HIDSDGMBTExCZ01


			Manufacturing - Bio/Tech - 02			Manufacturing - Bio/Tech			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			MBT			CZ02			Wtd			PGE			1.12			1.2			-0.000601			0.851			3530			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ02			Com-Indoor-LF+HIDSCEMBTExCZ02			Com-Indoor-LF+HIDSDGMBTExCZ02


			Manufacturing - Bio/Tech - 03			Manufacturing - Bio/Tech			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			MBT			CZ03			Wtd			PGE			1.13			1.2			-0.000499			0.851			3530			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ03			Com-Indoor-LF+HIDSCEMBTExCZ03			Com-Indoor-LF+HIDSDGMBTExCZ03


			Manufacturing - Bio/Tech - 04			Manufacturing - Bio/Tech			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			MBT			CZ04			Wtd			PGE			1.12			1.2			-0.000399			0.851			3530			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ04			Com-Indoor-LF+HIDSCEMBTExCZ04			Com-Indoor-LF+HIDSDGMBTExCZ04


			Manufacturing - Bio/Tech - 05			Manufacturing - Bio/Tech			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			MBT			CZ05			Wtd			PGE			1.13			1.2			-0.0003			0.851			3530			SCE			1.17			1.27			-0.000399			0.851			3530			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ05			Com-Indoor-LF+HIDSCEMBTExCZ05			Com-Indoor-LF+HIDSDGMBTExCZ05


			Manufacturing - Bio/Tech - 06			Manufacturing - Bio/Tech			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			MBT			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.26			-0.0002			0.851			3530			SDG			1.16			1.26			-0.0002			0.851			3530									Com-Indoor-LF+HIDPGEMBTExCZ06			Com-Indoor-LF+HIDSCEMBTExCZ06			Com-Indoor-LF+HIDSDGMBTExCZ06


			Manufacturing - Bio/Tech - 07			Manufacturing - Bio/Tech			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			MBT			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.17			1.25			0			0.851			3530									Com-Indoor-LF+HIDPGEMBTExCZ07			Com-Indoor-LF+HIDSCEMBTExCZ07			Com-Indoor-LF+HIDSDGMBTExCZ07


			Manufacturing - Bio/Tech - 08			Manufacturing - Bio/Tech			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			MBT			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.28			-0.0002			0.851			3530			SDG			1.17			1.29			-0.0002			0.851			3530									Com-Indoor-LF+HIDPGEMBTExCZ08			Com-Indoor-LF+HIDSCEMBTExCZ08			Com-Indoor-LF+HIDSDGMBTExCZ08


			Manufacturing - Bio/Tech - 09			Manufacturing - Bio/Tech			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			MBT			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.19			1.29			0			0.851			3530			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ09			Com-Indoor-LF+HIDSCEMBTExCZ09			Com-Indoor-LF+HIDSDGMBTExCZ09


			Manufacturing - Bio/Tech - 10			Manufacturing - Bio/Tech			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			MBT			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.23			-0.0003			0.851			3530			SDG			1.17			1.25			-0.0003			0.851			3530									Com-Indoor-LF+HIDPGEMBTExCZ10			Com-Indoor-LF+HIDSCEMBTExCZ10			Com-Indoor-LF+HIDSDGMBTExCZ10


			Manufacturing - Bio/Tech - 11			Manufacturing - Bio/Tech			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			MBT			CZ11			Wtd			PGE			1.11			1.2			-0.000901			0.851			3530			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ11			Com-Indoor-LF+HIDSCEMBTExCZ11			Com-Indoor-LF+HIDSDGMBTExCZ11


			Manufacturing - Bio/Tech - 12			Manufacturing - Bio/Tech			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			MBT			CZ12			Wtd			PGE			1.12			1.23			-0.0007			0.851			3530			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ12			Com-Indoor-LF+HIDSCEMBTExCZ12			Com-Indoor-LF+HIDSDGMBTExCZ12


			Manufacturing - Bio/Tech - 13			Manufacturing - Bio/Tech			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			MBT			CZ13			Wtd			PGE			1.13			1.23			-0.000499			0.851			3530			SCE			1.16			1.29			-0.000601			0.851			3530			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ13			Com-Indoor-LF+HIDSCEMBTExCZ13			Com-Indoor-LF+HIDSDGMBTExCZ13


			Manufacturing - Bio/Tech - 14			Manufacturing - Bio/Tech			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			MBT			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.27			-0.000901			0.851			3530			SDG			1.14			1.28			-0.001			0.851			3530									Com-Indoor-LF+HIDPGEMBTExCZ14			Com-Indoor-LF+HIDSCEMBTExCZ14			Com-Indoor-LF+HIDSDGMBTExCZ14


			Manufacturing - Bio/Tech - 15			Manufacturing - Bio/Tech			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			MBT			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.2			1.22			0			0.851			3530			SDG			1.22			1.23			0			0.851			3530									Com-Indoor-LF+HIDPGEMBTExCZ15			Com-Indoor-LF+HIDSCEMBTExCZ15			Com-Indoor-LF+HIDSDGMBTExCZ15


			Manufacturing - Bio/Tech - 16			Manufacturing - Bio/Tech			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			MBT			CZ16			Wtd			PGE			1.07			1.2			-0.00329			0.851			3530			SCE			1.07			1.26			-0.0032			0.851			3530			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ16			Com-Indoor-LF+HIDSCEMBTExCZ16			Com-Indoor-LF+HIDSDGMBTExCZ16


			Manufacturing - Bio/Tech - 17			Manufacturing - Bio/Tech			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			MBT			IOU			Wtd			PGE			1.12			1.21			-0.000575			0.851			3530			SCE			1.17			1.27			-0.000277			0.851			3530			SDG			1.17			1.25			-0.000111			0.851			3530									Com-Indoor-LF+HIDPGEMBTExIOU			Com-Indoor-LF+HIDSCEMBTExIOU			Com-Indoor-LF+HIDSDGMBTExIOU


			Manufacturing - Light Industrial - 01			Manufacturing - Light Industrial			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			MLI			CZ01			Wtd			PGE			0.99			1.13			-0.00901			0.923			3220			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ01			Com-Indoor-LF+HIDSCEMLIExCZ01			Com-Indoor-LF+HIDSDGMLIExCZ01


			Manufacturing - Light Industrial - 02			Manufacturing - Light Industrial			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			MLI			CZ02			Wtd			PGE			1.04			1.16			-0.00571			0.923			3220			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ02			Com-Indoor-LF+HIDSCEMLIExCZ02			Com-Indoor-LF+HIDSDGMLIExCZ02


			Manufacturing - Light Industrial - 03			Manufacturing - Light Industrial			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			MLI			CZ03			Wtd			PGE			1.05			1.17			-0.00491			0.923			3220			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ03			Com-Indoor-LF+HIDSCEMLIExCZ03			Com-Indoor-LF+HIDSDGMLIExCZ03


			Manufacturing - Light Industrial - 04			Manufacturing - Light Industrial			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			MLI			CZ04			Wtd			PGE			1.06			1.17			-0.00469			0.923			3220			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ04			Com-Indoor-LF+HIDSCEMLIExCZ04			Com-Indoor-LF+HIDSDGMLIExCZ04


			Manufacturing - Light Industrial - 05			Manufacturing - Light Industrial			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			MLI			CZ05			Wtd			PGE			1.05			1.15			-0.0036			0.923			3220			SCE			1.08			1.21			-0.00351			0.923			3220			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ05			Com-Indoor-LF+HIDSCEMLIExCZ05			Com-Indoor-LF+HIDSDGMLIExCZ05


			Manufacturing - Light Industrial - 06			Manufacturing - Light Industrial			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			MLI			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.21			-0.0019			0.923			3220			SDG			1.08			1.2			-0.0022			0.923			3220									Com-Indoor-LF+HIDPGEMLIExCZ06			Com-Indoor-LF+HIDSCEMLIExCZ06			Com-Indoor-LF+HIDSDGMLIExCZ06


			Manufacturing - Light Industrial - 07			Manufacturing - Light Industrial			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			MLI			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.09			1.21			-0.0014			0.923			3220									Com-Indoor-LF+HIDPGEMLIExCZ07			Com-Indoor-LF+HIDSCEMLIExCZ07			Com-Indoor-LF+HIDSDGMLIExCZ07


			Manufacturing - Light Industrial - 08			Manufacturing - Light Industrial			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			MLI			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.21			-0.0015			0.923			3220			SDG			1.1			1.21			-0.0017			0.923			3220									Com-Indoor-LF+HIDPGEMLIExCZ08			Com-Indoor-LF+HIDSCEMLIExCZ08			Com-Indoor-LF+HIDSDGMLIExCZ08


			Manufacturing - Light Industrial - 09			Manufacturing - Light Industrial			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			MLI			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.22			-0.0013			0.923			3220			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ09			Com-Indoor-LF+HIDSCEMLIExCZ09			Com-Indoor-LF+HIDSDGMLIExCZ09


			Manufacturing - Light Industrial - 10			Manufacturing - Light Industrial			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			MLI			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.2			-0.0016			0.923			3220			SDG			1.1			1.21			-0.0017			0.923			3220									Com-Indoor-LF+HIDPGEMLIExCZ10			Com-Indoor-LF+HIDSCEMLIExCZ10			Com-Indoor-LF+HIDSDGMLIExCZ10


			Manufacturing - Light Industrial - 11			Manufacturing - Light Industrial			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			MLI			CZ11			Wtd			PGE			1.04			1.17			-0.00649			0.923			3220			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ11			Com-Indoor-LF+HIDSCEMLIExCZ11			Com-Indoor-LF+HIDSDGMLIExCZ11


			Manufacturing - Light Industrial - 12			Manufacturing - Light Industrial			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			MLI			CZ12			Wtd			PGE			1.05			1.17			-0.00609			0.923			3220			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ12			Com-Indoor-LF+HIDSCEMLIExCZ12			Com-Indoor-LF+HIDSDGMLIExCZ12


			Manufacturing - Light Industrial - 13			Manufacturing - Light Industrial			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			MLI			CZ13			Wtd			PGE			1.07			1.17			-0.0046			0.923			3220			SCE			1.08			1.22			-0.0046			0.923			3220			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ13			Com-Indoor-LF+HIDSCEMLIExCZ13			Com-Indoor-LF+HIDSDGMLIExCZ13


			Manufacturing - Light Industrial - 14			Manufacturing - Light Industrial			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			MLI			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.06			1.22			-0.00571			0.923			3220			SDG			1.06			1.24			-0.00609			0.923			3220									Com-Indoor-LF+HIDPGEMLIExCZ14			Com-Indoor-LF+HIDSCEMLIExCZ14			Com-Indoor-LF+HIDSDGMLIExCZ14


			Manufacturing - Light Industrial - 15			Manufacturing - Light Industrial			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			MLI			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.2			-0.000801			0.923			3220			SDG			1.16			1.21			-0.000801			0.923			3220									Com-Indoor-LF+HIDPGEMLIExCZ15			Com-Indoor-LF+HIDSCEMLIExCZ15			Com-Indoor-LF+HIDSDGMLIExCZ15


			Manufacturing - Light Industrial - 16			Manufacturing - Light Industrial			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			MLI			CZ16			Wtd			PGE			0.98			1.16			-0.012			0.923			3220			SCE			0.98			1.2			-0.012			0.923			3220			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ16			Com-Indoor-LF+HIDSCEMLIExCZ16			Com-Indoor-LF+HIDSDGMLIExCZ16


			Manufacturing - Light Industrial - 17			Manufacturing - Light Industrial			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			MLI			IOU			Wtd			PGE			1.05			1.17			-0.00528			0.923			3220			SCE			1.11			1.21			-0.002			0.923			3220			SDG			1.09			1.21			-0.00157			0.923			3220									Com-Indoor-LF+HIDPGEMLIExIOU			Com-Indoor-LF+HIDSCEMLIExIOU			Com-Indoor-LF+HIDSDGMLIExIOU


			Misc - Commercial - 01			Misc - Commercial			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			MiC			CZ01			Wtd			PGE			1			1.1533333333			-0.0090633333			0.7893333333			3600			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ01			Com-Indoor-LF+HIDSCEMiCExCZ01			Com-Indoor-LF+HIDSDGMiCExCZ01


			Misc - Commercial - 02			Misc - Commercial			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			MiC			CZ02			Wtd			PGE			1.0433333333			1.1866666667			-0.0064433333			0.7893333333			3600			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ02			Com-Indoor-LF+HIDSCEMiCExCZ02			Com-Indoor-LF+HIDSDGMiCExCZ02


			Misc - Commercial - 03			Misc - Commercial			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			MiC			CZ03			Wtd			PGE			1.05			1.1966666667			-0.00577			0.7893333333			3600			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ03			Com-Indoor-LF+HIDSCEMiCExCZ03			Com-Indoor-LF+HIDSDGMiCExCZ03


			Misc - Commercial - 04			Misc - Commercial			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			MiC			CZ04			Wtd			PGE			1.07			1.1966666667			-0.0048033333			0.7893333333			3600			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ04			Com-Indoor-LF+HIDSCEMiCExCZ04			Com-Indoor-LF+HIDSDGMiCExCZ04


			Misc - Commercial - 05			Misc - Commercial			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			MiC			CZ05			Wtd			PGE			1.07			1.1833333333			-0.0043666667			0.7893333333			3600			SCE			1.1			1.2333333333			-0.0047366667			0.7893333333			3600			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ05			Com-Indoor-LF+HIDSCEMiCExCZ05			Com-Indoor-LF+HIDSDGMiCExCZ05


			Misc - Commercial - 06			Misc - Commercial			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			MiC			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.2433333333			-0.0029633333			0.7893333333			3600			SDG			1.1333333333			1.2433333333			-0.002766			0.7893333333			3600									Com-Indoor-LF+HIDPGEMiCExCZ06			Com-Indoor-LF+HIDSCEMiCExCZ06			Com-Indoor-LF+HIDSDGMiCExCZ06


			Misc - Commercial - 07			Misc - Commercial			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			MiC			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.1433333333			1.2366666667			-0.0022003333			0.7893333333			3600									Com-Indoor-LF+HIDPGEMiCExCZ07			Com-Indoor-LF+HIDSCEMiCExCZ07			Com-Indoor-LF+HIDSDGMiCExCZ07


			Misc - Commercial - 08			Misc - Commercial			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			MiC			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.1433333333			1.25			-0.0025666667			0.7893333333			3600			SDG			1.1466666667			1.2433333333			-0.002366			0.7893333333			3600									Com-Indoor-LF+HIDPGEMiCExCZ08			Com-Indoor-LF+HIDSCEMiCExCZ08			Com-Indoor-LF+HIDSDGMiCExCZ08


			Misc - Commercial - 09			Misc - Commercial			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			MiC			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.1466666667			1.27			-0.0023333333			0.7893333333			3600			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ09			Com-Indoor-LF+HIDSCEMiCExCZ09			Com-Indoor-LF+HIDSDGMiCExCZ09


			Misc - Commercial - 10			Misc - Commercial			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			MiC			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.1266666667			1.2233333333			-0.0026333333			0.7893333333			3600			SDG			1.1466666667			1.2433333333			-0.0025026667			0.7893333333			3600									Com-Indoor-LF+HIDPGEMiCExCZ10			Com-Indoor-LF+HIDSCEMiCExCZ10			Com-Indoor-LF+HIDSDGMiCExCZ10


			Misc - Commercial - 11			Misc - Commercial			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			MiC			CZ11			Wtd			PGE			1.05			1.1966666667			-0.0066666667			0.7893333333			3600			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ11			Com-Indoor-LF+HIDSCEMiCExCZ11			Com-Indoor-LF+HIDSDGMiCExCZ11


			Misc - Commercial - 12			Misc - Commercial			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			MiC			CZ12			Wtd			PGE			1.0533333333			1.1866666667			-0.0062966667			0.7893333333			3600			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ12			Com-Indoor-LF+HIDSCEMiCExCZ12			Com-Indoor-LF+HIDSDGMiCExCZ12


			Misc - Commercial - 13			Misc - Commercial			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			MiC			CZ13			Wtd			PGE			1.08			1.1833333333			-0.0048066667			0.7893333333			3600			SCE			1.11			1.2333333333			-0.00504			0.7893333333			3600			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ13			Com-Indoor-LF+HIDSCEMiCExCZ13			Com-Indoor-LF+HIDSDGMiCExCZ13


			Misc - Commercial - 14			Misc - Commercial			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			MiC			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.0933333333			1.2			-0.0055033333			0.7893333333			3600			SDG			1.1066666667			1.2033333333			-0.00543			0.7893333333			3600									Com-Indoor-LF+HIDPGEMiCExCZ14			Com-Indoor-LF+HIDSCEMiCExCZ14			Com-Indoor-LF+HIDSDGMiCExCZ14


			Misc - Commercial - 15			Misc - Commercial			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			MiC			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.2533333333			-0.0011323333			0.7893333333			3600			SDG			1.2			1.2566666667			-0.0010696667			0.7893333333			3600									Com-Indoor-LF+HIDPGEMiCExCZ15			Com-Indoor-LF+HIDSCEMiCExCZ15			Com-Indoor-LF+HIDSDGMiCExCZ15


			Misc - Commercial - 16			Misc - Commercial			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			MiC			CZ16			Wtd			PGE			0.9766666667			1.1566666667			-0.0115633333			0.7893333333			3600			SCE			0.9966666667			1.1933333333			-0.0116633333			0.7893333333			3600			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ16			Com-Indoor-LF+HIDSCEMiCExCZ16			Com-Indoor-LF+HIDSDGMiCExCZ16


			Misc - Commercial - 17			Misc - Commercial			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			MiC			IOU			Wtd			PGE			1.0566666667			1.19			-0.0057566667			0.7893333333			3600			SCE			1.1333333333			1.24			-0.0029066667			0.7893333333			3600			SDG			1.1433333333			1.2366666667			-0.0023026667			0.7893333333			3600									Com-Indoor-LF+HIDPGEMiCExIOU			Com-Indoor-LF+HIDSCEMiCExIOU			Com-Indoor-LF+HIDSDGMiCExIOU


			Office - Large - 01			Office - Large			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfL			CZ01			Wtd			PGE			1.1			1.23			-0.00848			0.71			2640			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ01			Com-Indoor-LF+HIDSCEOfLExCZ01			Com-Indoor-LF+HIDSDGOfLExCZ01


			Office - Large - 02			Office - Large			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfL			CZ02			Wtd			PGE			1.11			1.32			-0.00708			0.71			2640			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ02			Com-Indoor-LF+HIDSCEOfLExCZ02			Com-Indoor-LF+HIDSDGOfLExCZ02


			Office - Large - 03			Office - Large			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfL			CZ03			Wtd			PGE			1.12			1.29			-0.0064			0.71			2640			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ03			Com-Indoor-LF+HIDSCEOfLExCZ03			Com-Indoor-LF+HIDSDGOfLExCZ03


			Office - Large - 04			Office - Large			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfL			CZ04			Wtd			PGE			1.14			1.33			-0.00561			0.71			2640			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ04			Com-Indoor-LF+HIDSCEOfLExCZ04			Com-Indoor-LF+HIDSDGOfLExCZ04


			Office - Large - 05			Office - Large			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfL			CZ05			Wtd			PGE			1.13			1.28			-0.0058			0.71			2640			SCE			1.14			1.29			-0.00621			0.71			2640			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ05			Com-Indoor-LF+HIDSCEOfLExCZ05			Com-Indoor-LF+HIDSDGOfLExCZ05


			Office - Large - 06			Office - Large			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfL			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.28			-0.00451			0.71			2640			SDG			1.16			1.26			-0.0023			0.71			2640									Com-Indoor-LF+HIDPGEOfLExCZ06			Com-Indoor-LF+HIDSCEOfLExCZ06			Com-Indoor-LF+HIDSDGOfLExCZ06


			Office - Large - 07			Office - Large			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfL			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.17			1.27			-0.0021			0.71			2640									Com-Indoor-LF+HIDPGEOfLExCZ07			Com-Indoor-LF+HIDSCEOfLExCZ07			Com-Indoor-LF+HIDSDGOfLExCZ07


			Office - Large - 08			Office - Large			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfL			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.33			-0.00432			0.71			2640			SDG			1.17			1.3			-0.0022			0.71			2640									Com-Indoor-LF+HIDPGEOfLExCZ08			Com-Indoor-LF+HIDSCEOfLExCZ08			Com-Indoor-LF+HIDSDGOfLExCZ08


			Office - Large - 09			Office - Large			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfL			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.33			-0.00489			0.71			2640			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ09			Com-Indoor-LF+HIDSCEOfLExCZ09			Com-Indoor-LF+HIDSDGOfLExCZ09


			Office - Large - 10			Office - Large			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfL			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.26			-0.00432			0.71			2640			SDG			1.16			1.23			-0.0026			0.71			2640									Com-Indoor-LF+HIDPGEOfLExCZ10			Com-Indoor-LF+HIDSCEOfLExCZ10			Com-Indoor-LF+HIDSDGOfLExCZ10


			Office - Large - 11			Office - Large			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfL			CZ11			Wtd			PGE			1.12			1.36			-0.00769			0.71			2640			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ11			Com-Indoor-LF+HIDSCEOfLExCZ11			Com-Indoor-LF+HIDSDGOfLExCZ11


			Office - Large - 12			Office - Large			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfL			CZ12			Wtd			PGE			1.12			1.35			-0.00682			0.71			2640			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ12			Com-Indoor-LF+HIDSCEOfLExCZ12			Com-Indoor-LF+HIDSDGOfLExCZ12


			Office - Large - 13			Office - Large			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfL			CZ13			Wtd			PGE			1.15			1.36			-0.0058			0.71			2640			SCE			1.17			1.33			-0.00591			0.71			2640			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ13			Com-Indoor-LF+HIDSCEOfLExCZ13			Com-Indoor-LF+HIDSDGOfLExCZ13


			Office - Large - 14			Office - Large			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfL			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.3			-0.0061			0.71			2640			SDG			1.15			1.27			-0.0035			0.71			2640									Com-Indoor-LF+HIDPGEOfLExCZ14			Com-Indoor-LF+HIDSCEOfLExCZ14			Com-Indoor-LF+HIDSDGOfLExCZ14


			Office - Large - 15			Office - Large			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfL			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.23			1.34			-0.003			0.71			2640			SDG			1.23			1.3			-0.0017			0.71			2640									Com-Indoor-LF+HIDPGEOfLExCZ15			Com-Indoor-LF+HIDSCEOfLExCZ15			Com-Indoor-LF+HIDSDGOfLExCZ15


			Office - Large - 16			Office - Large			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfL			CZ16			Wtd			PGE			1.05			1.31			-0.013			0.71			2640			SCE			1.06			1.3			-0.012			0.71			2640			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ16			Com-Indoor-LF+HIDSCEOfLExCZ16			Com-Indoor-LF+HIDSDGOfLExCZ16


			Office - Large - 17			Office - Large			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfL			IOU			Wtd			PGE			1.13			1.31			-0.00633			0.71			2640			SCE			1.18			1.31			-0.00458			0.71			2640			SDG			1.17			1.26			-0.0022			0.71			2640									Com-Indoor-LF+HIDPGEOfLExIOU			Com-Indoor-LF+HIDSCEOfLExIOU			Com-Indoor-LF+HIDSDGOfLExIOU


			Office - Small - 01			Office - Small			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfS			CZ01			Wtd			PGE			1.04			1.16			-0.0049			0.693			2590			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ01			Com-Indoor-LF+HIDSCEOfSExCZ01			Com-Indoor-LF+HIDSDGOfSExCZ01


			Office - Small - 02			Office - Small			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfS			CZ02			Wtd			PGE			1.06			1.21			-0.00402			0.693			2590			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ02			Com-Indoor-LF+HIDSCEOfSExCZ02			Com-Indoor-LF+HIDSDGOfSExCZ02


			Office - Small - 03			Office - Small			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfS			CZ03			Wtd			PGE			1.07			1.22			-0.0031			0.693			2590			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ03			Com-Indoor-LF+HIDSCEOfSExCZ03			Com-Indoor-LF+HIDSDGOfSExCZ03


			Office - Small - 04			Office - Small			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfS			CZ04			Wtd			PGE			1.08			1.22			-0.0028			0.693			2590			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ04			Com-Indoor-LF+HIDSCEOfSExCZ04			Com-Indoor-LF+HIDSDGOfSExCZ04


			Office - Small - 05			Office - Small			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfS			CZ05			Wtd			PGE			1.09			1.2			-0.002			0.693			2590			SCE			1.13			1.26			-0.0022			0.693			2590			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ05			Com-Indoor-LF+HIDSCEOfSExCZ05			Com-Indoor-LF+HIDSDGOfSExCZ05


			Office - Small - 06			Office - Small			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfS			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.27			-0.0013			0.693			2590			SDG			1.16			1.26			-0.000498			0.693			2590									Com-Indoor-LF+HIDPGEOfSExCZ06			Com-Indoor-LF+HIDSCEOfSExCZ06			Com-Indoor-LF+HIDSDGOfSExCZ06


			Office - Small - 07			Office - Small			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfS			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.17			1.25			-0.000402			0.693			2590									Com-Indoor-LF+HIDPGEOfSExCZ07			Com-Indoor-LF+HIDSCEOfSExCZ07			Com-Indoor-LF+HIDSDGOfSExCZ07


			Office - Small - 08			Office - Small			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfS			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.29			-0.0013			0.693			2590			SDG			1.17			1.27			-0.000498			0.693			2590									Com-Indoor-LF+HIDPGEOfSExCZ08			Com-Indoor-LF+HIDSCEOfSExCZ08			Com-Indoor-LF+HIDSDGOfSExCZ08


			Office - Small - 09			Office - Small			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfS			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.3			-0.0014			0.693			2590			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ09			Com-Indoor-LF+HIDSCEOfSExCZ09			Com-Indoor-LF+HIDSDGOfSExCZ09


			Office - Small - 10			Office - Small			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfS			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.27			-0.0012			0.693			2590			SDG			1.17			1.27			-0.000598			0.693			2590									Com-Indoor-LF+HIDPGEOfSExCZ10			Com-Indoor-LF+HIDSCEOfSExCZ10			Com-Indoor-LF+HIDSDGOfSExCZ10


			Office - Small - 11			Office - Small			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfS			CZ11			Wtd			PGE			1.06			1.23			-0.00498			0.693			2590			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ11			Com-Indoor-LF+HIDSCEOfSExCZ11			Com-Indoor-LF+HIDSDGOfSExCZ11


			Office - Small - 12			Office - Small			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfS			CZ12			Wtd			PGE			1.07			1.22			-0.00429			0.693			2590			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ12			Com-Indoor-LF+HIDSCEOfSExCZ12			Com-Indoor-LF+HIDSDGOfSExCZ12


			Office - Small - 13			Office - Small			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfS			CZ13			Wtd			PGE			1.1			1.24			-0.0033			0.693			2590			SCE			1.13			1.3			-0.0032			0.693			2590			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ13			Com-Indoor-LF+HIDSCEOfSExCZ13			Com-Indoor-LF+HIDSDGOfSExCZ13


			Office - Small - 14			Office - Small			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfS			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.28			-0.003			0.693			2590			SDG			1.13			1.27			-0.0024			0.693			2590									Com-Indoor-LF+HIDPGEOfSExCZ14			Com-Indoor-LF+HIDSCEOfSExCZ14			Com-Indoor-LF+HIDSDGOfSExCZ14


			Office - Small - 15			Office - Small			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfS			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.2			1.3			-0.000598			0.693			2590			SDG			1.22			1.29			-0.0003			0.693			2590									Com-Indoor-LF+HIDPGEOfSExCZ15			Com-Indoor-LF+HIDSCEOfSExCZ15			Com-Indoor-LF+HIDSDGOfSExCZ15


			Office - Small - 16			Office - Small			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfS			CZ16			Wtd			PGE			0.99			1.23			-0.00869			0.693			2590			SCE			1			1.28			-0.00799			0.693			2590			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ16			Com-Indoor-LF+HIDSCEOfSExCZ16			Com-Indoor-LF+HIDSDGOfSExCZ16


			Office - Small - 17			Office - Small			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			OfS			IOU			Wtd			PGE			1.08			1.22			-0.00357			0.693			2590			SCE			1.16			1.28			-0.00151			0.693			2590			SDG			1.17			1.25			-0.000448			0.693			2590									Com-Indoor-LF+HIDPGEOfSExIOU			Com-Indoor-LF+HIDSCEOfSExIOU			Com-Indoor-LF+HIDSDGOfSExIOU


			Restaurant - Fast-Food - 01			Restaurant - Fast-Food			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			RFF			CZ01			Wtd			PGE			0.99			1.14			-0.011			0.813			4840			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ01			Com-Indoor-LF+HIDSCERFFExCZ01			Com-Indoor-LF+HIDSDGRFFExCZ01


			Restaurant - Fast-Food - 02			Restaurant - Fast-Food			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			RFF			CZ02			Wtd			PGE			1.03			1.17			-0.008			0.813			4840			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ02			Com-Indoor-LF+HIDSCERFFExCZ02			Com-Indoor-LF+HIDSDGRFFExCZ02


			Restaurant - Fast-Food - 03			Restaurant - Fast-Food			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			RFF			CZ03			Wtd			PGE			1.03			1.17			-0.0081			0.813			4840			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ03			Com-Indoor-LF+HIDSCERFFExCZ03			Com-Indoor-LF+HIDSDGRFFExCZ03


			Restaurant - Fast-Food - 04			Restaurant - Fast-Food			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			RFF			CZ04			Wtd			PGE			1.05			1.17			-0.0069			0.813			4840			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ04			Com-Indoor-LF+HIDSCERFFExCZ04			Com-Indoor-LF+HIDSDGRFFExCZ04


			Restaurant - Fast-Food - 05			Restaurant - Fast-Food			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			RFF			CZ05			Wtd			PGE			1.03			1.16			-0.0075			0.813			4840			SCE			1.06			1.21			-0.00849			0.813			4840			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ05			Com-Indoor-LF+HIDSCERFFExCZ05			Com-Indoor-LF+HIDSDGRFFExCZ05


			Restaurant - Fast-Food - 06			Restaurant - Fast-Food			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			RFF			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.22			-0.00599			0.813			4840			SDG			1.11			1.23			-0.0062			0.813			4840									Com-Indoor-LF+HIDPGERFFExCZ06			Com-Indoor-LF+HIDSCERFFExCZ06			Com-Indoor-LF+HIDSDGRFFExCZ06


			Restaurant - Fast-Food - 07			Restaurant - Fast-Food			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			RFF			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.12			1.22			-0.00539			0.813			4840									Com-Indoor-LF+HIDPGERFFExCZ07			Com-Indoor-LF+HIDSCERFFExCZ07			Com-Indoor-LF+HIDSDGRFFExCZ07


			Restaurant - Fast-Food - 08			Restaurant - Fast-Food			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			RFF			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.22			-0.0051			0.813			4840			SDG			1.12			1.24			-0.00531			0.813			4840									Com-Indoor-LF+HIDPGERFFExCZ08			Com-Indoor-LF+HIDSCERFFExCZ08			Com-Indoor-LF+HIDSDGRFFExCZ08


			Restaurant - Fast-Food - 09			Restaurant - Fast-Food			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			RFF			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.23			-0.00479			0.813			4840			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ09			Com-Indoor-LF+HIDSCERFFExCZ09			Com-Indoor-LF+HIDSDGRFFExCZ09


			Restaurant - Fast-Food - 10			Restaurant - Fast-Food			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			RFF			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.21			-0.00539			0.813			4840			SDG			1.12			1.24			-0.00539			0.813			4840									Com-Indoor-LF+HIDPGERFFExCZ10			Com-Indoor-LF+HIDSCERFFExCZ10			Com-Indoor-LF+HIDSDGRFFExCZ10


			Restaurant - Fast-Food - 11			Restaurant - Fast-Food			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			RFF			CZ11			Wtd			PGE			1.04			1.18			-0.0074			0.813			4840			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ11			Com-Indoor-LF+HIDSCERFFExCZ11			Com-Indoor-LF+HIDSDGRFFExCZ11


			Restaurant - Fast-Food - 12			Restaurant - Fast-Food			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			RFF			CZ12			Wtd			PGE			1.04			1.18			-0.00729			0.813			4840			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ12			Com-Indoor-LF+HIDSCERFFExCZ12			Com-Indoor-LF+HIDSDGRFFExCZ12


			Restaurant - Fast-Food - 13			Restaurant - Fast-Food			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			RFF			CZ13			Wtd			PGE			1.06			1.17			-0.00591			0.813			4840			SCE			1.09			1.21			-0.0069			0.813			4840			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ13			Com-Indoor-LF+HIDSCERFFExCZ13			Com-Indoor-LF+HIDSDGRFFExCZ13


			Restaurant - Fast-Food - 14			Restaurant - Fast-Food			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			RFF			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.23			-0.00789			0.813			4840			SDG			1.1			1.25			-0.00789			0.813			4840									Com-Indoor-LF+HIDPGERFFExCZ14			Com-Indoor-LF+HIDSCERFFExCZ14			Com-Indoor-LF+HIDSDGRFFExCZ14


			Restaurant - Fast-Food - 15			Restaurant - Fast-Food			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			RFF			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.22			-0.00271			0.813			4840			SDG			1.18			1.25			-0.00271			0.813			4840									Com-Indoor-LF+HIDPGERFFExCZ15			Com-Indoor-LF+HIDSCERFFExCZ15			Com-Indoor-LF+HIDSDGRFFExCZ15


			Restaurant - Fast-Food - 16			Restaurant - Fast-Food			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			RFF			CZ16			Wtd			PGE			0.97			1.17			-0.013			0.813			4840			SCE			0.99			1.21			-0.015			0.813			4840			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ16			Com-Indoor-LF+HIDSCERFFExCZ16			Com-Indoor-LF+HIDSDGRFFExCZ16


			Restaurant - Fast-Food - 17			Restaurant - Fast-Food			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			RFF			IOU			Wtd			PGE			1.04			1.17			-0.00748			0.813			4840			SCE			1.1			1.22			-0.00558			0.813			4840			SDG			1.12			1.23			-0.00543			0.813			4840									Com-Indoor-LF+HIDPGERFFExIOU			Com-Indoor-LF+HIDSCERFFExIOU			Com-Indoor-LF+HIDSDGRFFExIOU


			Restaurant - Sit-Down - 01			Restaurant - Sit-Down			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			RSD			CZ01			Wtd			PGE			0.95			1.16			-0.013			0.8			4830			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ01			Com-Indoor-LF+HIDSCERSDExCZ01			Com-Indoor-LF+HIDSDGRSDExCZ01


			Restaurant - Sit-Down - 02			Restaurant - Sit-Down			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			RSD			CZ02			Wtd			PGE			1.01			1.17			-0.0093			0.8			4830			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ02			Com-Indoor-LF+HIDSCERSDExCZ02			Com-Indoor-LF+HIDSDGRSDExCZ02


			Restaurant - Sit-Down - 03			Restaurant - Sit-Down			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			RSD			CZ03			Wtd			PGE			1.01			1.19			-0.0093			0.8			4830			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ03			Com-Indoor-LF+HIDSCERSDExCZ03			Com-Indoor-LF+HIDSDGRSDExCZ03


			Restaurant - Sit-Down - 04			Restaurant - Sit-Down			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			RSD			CZ04			Wtd			PGE			1.04			1.18			-0.0077			0.8			4830			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ04			Com-Indoor-LF+HIDSCERSDExCZ04			Com-Indoor-LF+HIDSDGRSDExCZ04


			Restaurant - Sit-Down - 05			Restaurant - Sit-Down			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			RSD			CZ05			Wtd			PGE			1.03			1.18			-0.00799			0.8			4830			SCE			1.06			1.23			-0.00911			0.8			4830			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ05			Com-Indoor-LF+HIDSCERSDExCZ05			Com-Indoor-LF+HIDSDGRSDExCZ05


			Restaurant - Sit-Down - 06			Restaurant - Sit-Down			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			RSD			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.24			-0.00629			0.8			4830			SDG			1.11			1.25			-0.0065			0.8			4830									Com-Indoor-LF+HIDPGERSDExCZ06			Com-Indoor-LF+HIDSCERSDExCZ06			Com-Indoor-LF+HIDSDGRSDExCZ06


			Restaurant - Sit-Down - 07			Restaurant - Sit-Down			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			RSD			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.12			1.25			-0.0053			0.8			4830									Com-Indoor-LF+HIDPGERSDExCZ07			Com-Indoor-LF+HIDSCERSDExCZ07			Com-Indoor-LF+HIDSDGRSDExCZ07


			Restaurant - Sit-Down - 08			Restaurant - Sit-Down			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			RSD			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.24			-0.0052			0.8			4830			SDG			1.13			1.25			-0.0054			0.8			4830									Com-Indoor-LF+HIDPGERSDExCZ08			Com-Indoor-LF+HIDSCERSDExCZ08			Com-Indoor-LF+HIDSDGRSDExCZ08


			Restaurant - Sit-Down - 09			Restaurant - Sit-Down			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			RSD			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.26			-0.0046			0.8			4830			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ09			Com-Indoor-LF+HIDSCERSDExCZ09			Com-Indoor-LF+HIDSDGRSDExCZ09


			Restaurant - Sit-Down - 10			Restaurant - Sit-Down			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			RSD			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.19			-0.0054			0.8			4830			SDG			1.13			1.24			-0.00551			0.8			4830									Com-Indoor-LF+HIDPGERSDExCZ10			Com-Indoor-LF+HIDSCERSDExCZ10			Com-Indoor-LF+HIDSDGRSDExCZ10


			Restaurant - Sit-Down - 11			Restaurant - Sit-Down			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			RSD			CZ11			Wtd			PGE			1.03			1.18			-0.00851			0.8			4830			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ11			Com-Indoor-LF+HIDSCERSDExCZ11			Com-Indoor-LF+HIDSDGRSDExCZ11


			Restaurant - Sit-Down - 12			Restaurant - Sit-Down			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			RSD			CZ12			Wtd			PGE			1.03			1.16			-0.00851			0.8			4830			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ12			Com-Indoor-LF+HIDSCERSDExCZ12			Com-Indoor-LF+HIDSDGRSDExCZ12


			Restaurant - Sit-Down - 13			Restaurant - Sit-Down			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			RSD			CZ13			Wtd			PGE			1.05			1.12			-0.00671			0.8			4830			SCE			1.09			1.15			-0.00781			0.8			4830			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ13			Com-Indoor-LF+HIDSCERSDExCZ13			Com-Indoor-LF+HIDSDGRSDExCZ13


			Restaurant - Sit-Down - 14			Restaurant - Sit-Down			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			RSD			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.12			-0.00901			0.8			4830			SDG			1.09			1.13			-0.0093			0.8			4830									Com-Indoor-LF+HIDPGERSDExCZ14			Com-Indoor-LF+HIDSCERSDExCZ14			Com-Indoor-LF+HIDSDGRSDExCZ14


			Restaurant - Sit-Down - 15			Restaurant - Sit-Down			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			RSD			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.21			-0.0024			0.8			4830			SDG			1.19			1.22			-0.00251			0.8			4830									Com-Indoor-LF+HIDPGERSDExCZ15			Com-Indoor-LF+HIDSCERSDExCZ15			Com-Indoor-LF+HIDSDGRSDExCZ15


			Restaurant - Sit-Down - 16			Restaurant - Sit-Down			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			RSD			CZ16			Wtd			PGE			0.95			1.07			-0.014			0.8			4830			SCE			0.99			1.09			-0.016			0.8			4830			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ16			Com-Indoor-LF+HIDSCERSDExCZ16			Com-Indoor-LF+HIDSDGRSDExCZ16


			Restaurant - Sit-Down - 17			Restaurant - Sit-Down			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			RSD			IOU			Wtd			PGE			1.02			1.17			-0.00855			0.8			4830			SCE			1.1			1.22			-0.00571			0.8			4830			SDG			1.12			1.25			-0.0054			0.8			4830									Com-Indoor-LF+HIDPGERSDExIOU			Com-Indoor-LF+HIDSCERSDExIOU			Com-Indoor-LF+HIDSDGRSDExIOU


			Retail - Multistory Large - 01			Retail - Multistory Large			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			Rt3			CZ01			Wtd			PGE			1.02			1.16			-0.00899			0.759			3380			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ01			Com-Indoor-LF+HIDSCERt3ExCZ01			Com-Indoor-LF+HIDSDGRt3ExCZ01


			Retail - Multistory Large - 02			Retail - Multistory Large			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			Rt3			CZ02			Wtd			PGE			1.07			1.18			-0.00559			0.759			3380			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ02			Com-Indoor-LF+HIDSCERt3ExCZ02			Com-Indoor-LF+HIDSDGRt3ExCZ02


			Retail - Multistory Large - 03			Retail - Multistory Large			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			Rt3			CZ03			Wtd			PGE			1.09			1.19			-0.00429			0.759			3380			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ03			Com-Indoor-LF+HIDSCERt3ExCZ03			Com-Indoor-LF+HIDSDGRt3ExCZ03


			Retail - Multistory Large - 04			Retail - Multistory Large			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			Rt3			CZ04			Wtd			PGE			1.1			1.19			-0.0037			0.759			3380			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ04			Com-Indoor-LF+HIDSCERt3ExCZ04			Com-Indoor-LF+HIDSDGRt3ExCZ04


			Retail - Multistory Large - 05			Retail - Multistory Large			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			Rt3			CZ05			Wtd			PGE			1.1			1.16			-0.0021			0.759			3380			SCE			1.13			1.2			-0.002			0.759			3380			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ05			Com-Indoor-LF+HIDSCERt3ExCZ05			Com-Indoor-LF+HIDSDGRt3ExCZ05


			Retail - Multistory Large - 06			Retail - Multistory Large			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			Rt3			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.23			-0.000701			0.759			3380			SDG			1.14			1.23			-0.000601			0.759			3380									Com-Indoor-LF+HIDPGERt3ExCZ06			Com-Indoor-LF+HIDSCERt3ExCZ06			Com-Indoor-LF+HIDSDGRt3ExCZ06


			Retail - Multistory Large - 07			Retail - Multistory Large			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			Rt3			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.15			1.23			-0.000399			0.759			3380									Com-Indoor-LF+HIDPGERt3ExCZ07			Com-Indoor-LF+HIDSCERt3ExCZ07			Com-Indoor-LF+HIDSDGRt3ExCZ07


			Retail - Multistory Large - 08			Retail - Multistory Large			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			Rt3			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.22			-0.000899			0.759			3380			SDG			1.15			1.21			-0.000799			0.759			3380									Com-Indoor-LF+HIDPGERt3ExCZ08			Com-Indoor-LF+HIDSCERt3ExCZ08			Com-Indoor-LF+HIDSDGRt3ExCZ08


			Retail - Multistory Large - 09			Retail - Multistory Large			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			Rt3			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.25			-0.000601			0.759			3380			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ09			Com-Indoor-LF+HIDSCERt3ExCZ09			Com-Indoor-LF+HIDSDGRt3ExCZ09


			Retail - Multistory Large - 10			Retail - Multistory Large			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			Rt3			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.18			-0.001			0.759			3380			SDG			1.15			1.19			-0.001			0.759			3380									Com-Indoor-LF+HIDPGERt3ExCZ10			Com-Indoor-LF+HIDSCERt3ExCZ10			Com-Indoor-LF+HIDSDGRt3ExCZ10


			Retail - Multistory Large - 11			Retail - Multistory Large			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			Rt3			CZ11			Wtd			PGE			1.06			1.19			-0.0066			0.759			3380			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ11			Com-Indoor-LF+HIDSCERt3ExCZ11			Com-Indoor-LF+HIDSDGRt3ExCZ11


			Retail - Multistory Large - 12			Retail - Multistory Large			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			Rt3			CZ12			Wtd			PGE			1.07			1.19			-0.00601			0.759			3380			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ12			Com-Indoor-LF+HIDSCERt3ExCZ12			Com-Indoor-LF+HIDSDGRt3ExCZ12


			Retail - Multistory Large - 13			Retail - Multistory Large			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			Rt3			CZ13			Wtd			PGE			1.09			1.18			-0.0045			0.759			3380			SCE			1.11			1.21			-0.0042			0.759			3380			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ13			Com-Indoor-LF+HIDSCERt3ExCZ13			Com-Indoor-LF+HIDSDGRt3ExCZ13


			Retail - Multistory Large - 14			Retail - Multistory Large			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			Rt3			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.21			-0.00509			0.759			3380			SDG			1.09			1.21			-0.00509			0.759			3380									Com-Indoor-LF+HIDPGERt3ExCZ14			Com-Indoor-LF+HIDSCERt3ExCZ14			Com-Indoor-LF+HIDSDGRt3ExCZ14


			Retail - Multistory Large - 15			Retail - Multistory Large			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			Rt3			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.24			-0.000299			0.759			3380			SDG			1.19			1.25			-0.000299			0.759			3380									Com-Indoor-LF+HIDPGERt3ExCZ15			Com-Indoor-LF+HIDSCERt3ExCZ15			Com-Indoor-LF+HIDSDGRt3ExCZ15


			Retail - Multistory Large - 16			Retail - Multistory Large			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			Rt3			CZ16			Wtd			PGE			0.98			1.06			-0.012			0.759			3380			SCE			0.98			1.07			-0.012			0.759			3380			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ16			Com-Indoor-LF+HIDSCERt3ExCZ16			Com-Indoor-LF+HIDSDGRt3ExCZ16


			Retail - Multistory Large - 17			Retail - Multistory Large			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			Rt3			IOU			Wtd			PGE			1.08			1.19			-0.00488			0.759			3380			SCE			1.15			1.22			-0.00117			0.759			3380			SDG			1.15			1.22			-0.000583			0.759			3380									Com-Indoor-LF+HIDPGERt3ExIOU			Com-Indoor-LF+HIDSCERt3ExIOU			Com-Indoor-LF+HIDSDGRt3ExIOU


			Retail - Single-Story Large - 01			Retail - Single-Story Large			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtL			CZ01			Wtd			PGE			1.01			1.16			-0.011			0.848			4270			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ01			Com-Indoor-LF+HIDSCERtLExCZ01			Com-Indoor-LF+HIDSDGRtLExCZ01


			Retail - Single-Story Large - 02			Retail - Single-Story Large			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtL			CZ02			Wtd			PGE			1.06			1.18			-0.0071			0.848			4270			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ02			Com-Indoor-LF+HIDSCERtLExCZ02			Com-Indoor-LF+HIDSDGRtLExCZ02


			Retail - Single-Story Large - 03			Retail - Single-Story Large			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtL			CZ03			Wtd			PGE			1.08			1.19			-0.00581			0.848			4270			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ03			Com-Indoor-LF+HIDSCERtLExCZ03			Com-Indoor-LF+HIDSDGRtLExCZ03


			Retail - Single-Story Large - 04			Retail - Single-Story Large			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtL			CZ04			Wtd			PGE			1.09			1.2			-0.00499			0.848			4270			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ04			Com-Indoor-LF+HIDSCERtLExCZ04			Com-Indoor-LF+HIDSDGRtLExCZ04


			Retail - Single-Story Large - 05			Retail - Single-Story Large			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtL			CZ05			Wtd			PGE			1.09			1.18			-0.00431			0.848			4270			SCE			1.11			1.21			-0.00391			0.848			4270			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ05			Com-Indoor-LF+HIDSCERtLExCZ05			Com-Indoor-LF+HIDSDGRtLExCZ05


			Retail - Single-Story Large - 06			Retail - Single-Story Large			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtL			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.24			-0.0023			0.848			4270			SDG			1.14			1.23			-0.00239			0.848			4270									Com-Indoor-LF+HIDPGERtLExCZ06			Com-Indoor-LF+HIDSCERtLExCZ06			Com-Indoor-LF+HIDSDGRtLExCZ06


			Retail - Single-Story Large - 07			Retail - Single-Story Large			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtL			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.14			1.25			-0.0016			0.848			4270									Com-Indoor-LF+HIDPGERtLExCZ07			Com-Indoor-LF+HIDSCERtLExCZ07			Com-Indoor-LF+HIDSDGRtLExCZ07


			Retail - Single-Story Large - 08			Retail - Single-Story Large			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtL			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.23			-0.0022			0.848			4270			SDG			1.15			1.23			-0.0022			0.848			4270									Com-Indoor-LF+HIDPGERtLExCZ08			Com-Indoor-LF+HIDSCERtLExCZ08			Com-Indoor-LF+HIDSDGRtLExCZ08


			Retail - Single-Story Large - 09			Retail - Single-Story Large			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtL			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.26			-0.0018			0.848			4270			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ09			Com-Indoor-LF+HIDSCERtLExCZ09			Com-Indoor-LF+HIDSDGRtLExCZ09


			Retail - Single-Story Large - 10			Retail - Single-Story Large			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtL			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.24			-0.00239			0.848			4270			SDG			1.14			1.24			-0.00251			0.848			4270									Com-Indoor-LF+HIDPGERtLExCZ10			Com-Indoor-LF+HIDSCERtLExCZ10			Com-Indoor-LF+HIDSDGRtLExCZ10


			Retail - Single-Story Large - 11			Retail - Single-Story Large			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtL			CZ11			Wtd			PGE			1.06			1.19			-0.0071			0.848			4270			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ11			Com-Indoor-LF+HIDSCERtLExCZ11			Com-Indoor-LF+HIDSDGRtLExCZ11


			Retail - Single-Story Large - 12			Retail - Single-Story Large			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtL			CZ12			Wtd			PGE			1.06			1.2			-0.00651			0.848			4270			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ12			Com-Indoor-LF+HIDSCERtLExCZ12			Com-Indoor-LF+HIDSDGRtLExCZ12


			Retail - Single-Story Large - 13			Retail - Single-Story Large			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtL			CZ13			Wtd			PGE			1.09			1.2			-0.00489			0.848			4270			SCE			1.12			1.26			-0.0045			0.848			4270			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ13			Com-Indoor-LF+HIDSCERtLExCZ13			Com-Indoor-LF+HIDSDGRtLExCZ13


			Retail - Single-Story Large - 14			Retail - Single-Story Large			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtL			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.24			-0.0059			0.848			4270			SDG			1.09			1.25			-0.006			0.848			4270									Com-Indoor-LF+HIDPGERtLExCZ14			Com-Indoor-LF+HIDSCERtLExCZ14			Com-Indoor-LF+HIDSDGRtLExCZ14


			Retail - Single-Story Large - 15			Retail - Single-Story Large			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtL			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.27			-0.000899			0.848			4270			SDG			1.19			1.29			-0.000899			0.848			4270									Com-Indoor-LF+HIDPGERtLExCZ15			Com-Indoor-LF+HIDSCERtLExCZ15			Com-Indoor-LF+HIDSDGRtLExCZ15


			Retail - Single-Story Large - 16			Retail - Single-Story Large			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtL			CZ16			Wtd			PGE			0.98			1.14			-0.014			0.848			4270			SCE			0.99			1.17			-0.013			0.848			4270			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ16			Com-Indoor-LF+HIDSCERtLExCZ16			Com-Indoor-LF+HIDSDGRtLExCZ16


			Retail - Single-Story Large - 17			Retail - Single-Story Large			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtL			IOU			Wtd			PGE			1.07			1.19			-0.00593			0.848			4270			SCE			1.15			1.24			-0.00248			0.848			4270			SDG			1.14			1.25			-0.00189			0.848			4270									Com-Indoor-LF+HIDPGERtLExIOU			Com-Indoor-LF+HIDSCERtLExIOU			Com-Indoor-LF+HIDSDGRtLExIOU


			Retail - Small - 01			Retail - Small			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtS			CZ01			Wtd			PGE			1.01			1.14			-0.00929			0.875			3380			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ01			Com-Indoor-LF+HIDSCERtSExCZ01			Com-Indoor-LF+HIDSDGRtSExCZ01


			Retail - Small - 02			Retail - Small			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtS			CZ02			Wtd			PGE			1.06			1.18			-0.00601			0.875			3380			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ02			Com-Indoor-LF+HIDSCERtSExCZ02			Com-Indoor-LF+HIDSDGRtSExCZ02


			Retail - Small - 03			Retail - Small			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtS			CZ03			Wtd			PGE			1.07			1.18			-0.00491			0.875			3380			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ03			Com-Indoor-LF+HIDSCERtSExCZ03			Com-Indoor-LF+HIDSDGRtSExCZ03


			Retail - Small - 04			Retail - Small			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtS			CZ04			Wtd			PGE			1.09			1.19			-0.00391			0.875			3380			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ04			Com-Indoor-LF+HIDSCERtSExCZ04			Com-Indoor-LF+HIDSDGRtSExCZ04


			Retail - Small - 05			Retail - Small			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtS			CZ05			Wtd			PGE			1.09			1.17			-0.00311			0.875			3380			SCE			1.11			1.21			-0.0029			0.875			3380			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ05			Com-Indoor-LF+HIDSCERtSExCZ05			Com-Indoor-LF+HIDSDGRtSExCZ05


			Retail - Small - 06			Retail - Small			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtS			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.22			-0.0013			0.875			3380			SDG			1.13			1.22			-0.0013			0.875			3380									Com-Indoor-LF+HIDPGERtSExCZ06			Com-Indoor-LF+HIDSCERtSExCZ06			Com-Indoor-LF+HIDSDGRtSExCZ06


			Retail - Small - 07			Retail - Small			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtS			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.14			1.21			-0.000899			0.875			3380									Com-Indoor-LF+HIDPGERtSExCZ07			Com-Indoor-LF+HIDSCERtSExCZ07			Com-Indoor-LF+HIDSDGRtSExCZ07


			Retail - Small - 08			Retail - Small			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtS			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.22			-0.0012			0.875			3380			SDG			1.14			1.21			-0.0012			0.875			3380									Com-Indoor-LF+HIDPGERtSExCZ08			Com-Indoor-LF+HIDSCERtSExCZ08			Com-Indoor-LF+HIDSDGRtSExCZ08


			Retail - Small - 09			Retail - Small			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtS			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.25			-0.001			0.875			3380			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ09			Com-Indoor-LF+HIDSCERtSExCZ09			Com-Indoor-LF+HIDSDGRtSExCZ09


			Retail - Small - 10			Retail - Small			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtS			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.21			-0.0013			0.875			3380			SDG			1.14			1.22			-0.0014			0.875			3380									Com-Indoor-LF+HIDPGERtSExCZ10			Com-Indoor-LF+HIDSCERtSExCZ10			Com-Indoor-LF+HIDSDGRtSExCZ10


			Retail - Small - 11			Retail - Small			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtS			CZ11			Wtd			PGE			1.06			1.18			-0.00651			0.875			3380			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ11			Com-Indoor-LF+HIDSCERtSExCZ11			Com-Indoor-LF+HIDSDGRtSExCZ11


			Retail - Small - 12			Retail - Small			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtS			CZ12			Wtd			PGE			1.06			1.18			-0.00609			0.875			3380			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ12			Com-Indoor-LF+HIDSCERtSExCZ12			Com-Indoor-LF+HIDSDGRtSExCZ12


			Retail - Small - 13			Retail - Small			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtS			CZ13			Wtd			PGE			1.09			1.19			-0.00441			0.875			3380			SCE			1.11			1.25			-0.00411			0.875			3380			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ13			Com-Indoor-LF+HIDSCERtSExCZ13			Com-Indoor-LF+HIDSDGRtSExCZ13


			Retail - Small - 14			Retail - Small			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtS			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.2			-0.0045			0.875			3380			SDG			1.1			1.21			-0.00459			0.875			3380									Com-Indoor-LF+HIDPGERtSExCZ14			Com-Indoor-LF+HIDSCERtSExCZ14			Com-Indoor-LF+HIDSDGRtSExCZ14


			Retail - Small - 15			Retail - Small			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtS			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.25			-0.000399			0.875			3380			SDG			1.19			1.26			-0.000399			0.875			3380									Com-Indoor-LF+HIDPGERtSExCZ15			Com-Indoor-LF+HIDSCERtSExCZ15			Com-Indoor-LF+HIDSDGRtSExCZ15


			Retail - Small - 16			Retail - Small			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtS			CZ16			Wtd			PGE			0.99			1.17			-0.012			0.875			3380			SCE			1			1.21			-0.011			0.875			3380			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ16			Com-Indoor-LF+HIDSCERtSExCZ16			Com-Indoor-LF+HIDSDGRtSExCZ16


			Retail - Small - 17			Retail - Small			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			RtS			IOU			Wtd			PGE			1.07			1.18			-0.00515			0.875			3380			SCE			1.14			1.22			-0.0015			0.875			3380			SDG			1.14			1.21			-0.00106			0.875			3380									Com-Indoor-LF+HIDPGERtSExIOU			Com-Indoor-LF+HIDSCERtSExIOU			Com-Indoor-LF+HIDSDGRtSExIOU


			Storage - Conditioned - 01			Storage - Conditioned			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			SCn			CZ01			Wtd			PGE			0.86			1			-0.015			0.7			3420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ01			Com-Indoor-LF+HIDSCESCnExCZ01			Com-Indoor-LF+HIDSDGSCnExCZ01


			Storage - Conditioned - 02			Storage - Conditioned			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			SCn			CZ02			Wtd			PGE			0.96			1.23			-0.0086			0.7			3420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ02			Com-Indoor-LF+HIDSCESCnExCZ02			Com-Indoor-LF+HIDSDGSCnExCZ02


			Storage - Conditioned - 03			Storage - Conditioned			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			SCn			CZ03			Wtd			PGE			0.93			1.34			-0.00909			0.7			3420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ03			Com-Indoor-LF+HIDSCESCnExCZ03			Com-Indoor-LF+HIDSDGSCnExCZ03


			Storage - Conditioned - 04			Storage - Conditioned			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			SCn			CZ04			Wtd			PGE			0.99			1.29			-0.00769			0.7			3420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ04			Com-Indoor-LF+HIDSCESCnExCZ04			Com-Indoor-LF+HIDSDGSCnExCZ04


			Storage - Conditioned - 05			Storage - Conditioned			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			SCn			CZ05			Wtd			PGE			0.95			1.24			-0.00769			0.7			3420			SCE			0.97			1.33			-0.00801			0.7			3420			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ05			Com-Indoor-LF+HIDSCESCnExCZ05			Com-Indoor-LF+HIDSDGSCnExCZ05


			Storage - Conditioned - 06			Storage - Conditioned			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			SCn			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.02			1.33			-0.0057			0.7			3420			SDG			1.01			1.32			-0.0057			0.7			3420									Com-Indoor-LF+HIDPGESCnExCZ06			Com-Indoor-LF+HIDSCESCnExCZ06			Com-Indoor-LF+HIDSDGSCnExCZ06


			Storage - Conditioned - 07			Storage - Conditioned			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			SCn			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.03			1.28			-0.00401			0.7			3420									Com-Indoor-LF+HIDPGESCnExCZ07			Com-Indoor-LF+HIDSCESCnExCZ07			Com-Indoor-LF+HIDSDGSCnExCZ07


			Storage - Conditioned - 08			Storage - Conditioned			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			SCn			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.06			1.31			-0.00421			0.7			3420			SDG			1.06			1.3			-0.00409			0.7			3420									Com-Indoor-LF+HIDPGESCnExCZ08			Com-Indoor-LF+HIDSCESCnExCZ08			Com-Indoor-LF+HIDSDGSCnExCZ08


			Storage - Conditioned - 09			Storage - Conditioned			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			SCn			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.34			-0.00421			0.7			3420			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ09			Com-Indoor-LF+HIDSCESCnExCZ09			Com-Indoor-LF+HIDSDGSCnExCZ09


			Storage - Conditioned - 10			Storage - Conditioned			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			SCn			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.3			-0.0043			0.7			3420			SDG			1.07			1.29			-0.00439			0.7			3420									Com-Indoor-LF+HIDPGESCnExCZ10			Com-Indoor-LF+HIDSCESCnExCZ10			Com-Indoor-LF+HIDSDGSCnExCZ10


			Storage - Conditioned - 11			Storage - Conditioned			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			SCn			CZ11			Wtd			PGE			0.98			1.23			-0.00789			0.7			3420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ11			Com-Indoor-LF+HIDSCESCnExCZ11			Com-Indoor-LF+HIDSDGSCnExCZ11


			Storage - Conditioned - 12			Storage - Conditioned			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			SCn			CZ12			Wtd			PGE			0.99			1.24			-0.00789			0.7			3420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ12			Com-Indoor-LF+HIDSCESCnExCZ12			Com-Indoor-LF+HIDSDGSCnExCZ12


			Storage - Conditioned - 13			Storage - Conditioned			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			SCn			CZ13			Wtd			PGE			1.01			1.22			-0.00661			0.7			3420			SCE			1.04			1.3			-0.00681			0.7			3420			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ13			Com-Indoor-LF+HIDSCESCnExCZ13			Com-Indoor-LF+HIDSDGSCnExCZ13


			Storage - Conditioned - 14			Storage - Conditioned			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			SCn			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.02			1.31			-0.00781			0.7			3420			SDG			1.01			1.3			-0.00781			0.7			3420									Com-Indoor-LF+HIDPGESCnExCZ14			Com-Indoor-LF+HIDSCESCnExCZ14			Com-Indoor-LF+HIDSDGSCnExCZ14


			Storage - Conditioned - 15			Storage - Conditioned			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			SCn			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.32			-0.0022			0.7			3420			SDG			1.12			1.31			-0.0023			0.7			3420									Com-Indoor-LF+HIDPGESCnExCZ15			Com-Indoor-LF+HIDSCESCnExCZ15			Com-Indoor-LF+HIDSDGSCnExCZ15


			Storage - Conditioned - 16			Storage - Conditioned			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			SCn			CZ16			Wtd			PGE			0.89			1.23			-0.012			0.7			3420			SCE			0.92			1.31			-0.013			0.7			3420			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ16			Com-Indoor-LF+HIDSCESCnExCZ16			Com-Indoor-LF+HIDSDGSCnExCZ16


			Storage - Conditioned - 17			Storage - Conditioned			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			SCn			IOU			Wtd			PGE			0.97			1.27			-0.00822			0.7			3420			SCE			1.06			1.31			-0.00456			0.7			3420			SDG			1.04			1.28			-0.00418			0.7			3420									Com-Indoor-LF+HIDPGESCnExIOU			Com-Indoor-LF+HIDSCESCnExIOU			Com-Indoor-LF+HIDSDGSCnExIOU


			Storage - Unconditioned - 01			Storage - Unconditioned			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			SUn			CZ01			Wtd			PGE			1			1			0			0.7			3420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ01			Com-Indoor-LF+HIDSCESUnExCZ01			Com-Indoor-LF+HIDSDGSUnExCZ01


			Storage - Unconditioned - 02			Storage - Unconditioned			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			SUn			CZ02			Wtd			PGE			1			1			0			0.7			3420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ02			Com-Indoor-LF+HIDSCESUnExCZ02			Com-Indoor-LF+HIDSDGSUnExCZ02


			Storage - Unconditioned - 03			Storage - Unconditioned			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			SUn			CZ03			Wtd			PGE			1			1			0			0.7			3420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ03			Com-Indoor-LF+HIDSCESUnExCZ03			Com-Indoor-LF+HIDSDGSUnExCZ03


			Storage - Unconditioned - 04			Storage - Unconditioned			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			SUn			CZ04			Wtd			PGE			1			1			0			0.7			3420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ04			Com-Indoor-LF+HIDSCESUnExCZ04			Com-Indoor-LF+HIDSDGSUnExCZ04


			Storage - Unconditioned - 05			Storage - Unconditioned			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			SUn			CZ05			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0.7			3420			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ05			Com-Indoor-LF+HIDSCESUnExCZ05			Com-Indoor-LF+HIDSDGSUnExCZ05


			Storage - Unconditioned - 06			Storage - Unconditioned			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			SUn			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1			1			0			0.7			3420			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESUnExCZ06			Com-Indoor-LF+HIDSCESUnExCZ06			Com-Indoor-LF+HIDSDGSUnExCZ06


			Storage - Unconditioned - 07			Storage - Unconditioned			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			SUn			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESUnExCZ07			Com-Indoor-LF+HIDSCESUnExCZ07			Com-Indoor-LF+HIDSDGSUnExCZ07


			Storage - Unconditioned - 08			Storage - Unconditioned			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			SUn			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1			1			0			0.7			3420			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESUnExCZ08			Com-Indoor-LF+HIDSCESUnExCZ08			Com-Indoor-LF+HIDSDGSUnExCZ08


			Storage - Unconditioned - 09			Storage - Unconditioned			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			SUn			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1			1			0			0.7			3420			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ09			Com-Indoor-LF+HIDSCESUnExCZ09			Com-Indoor-LF+HIDSDGSUnExCZ09


			Storage - Unconditioned - 10			Storage - Unconditioned			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			SUn			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1			1			0			0.7			3420			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESUnExCZ10			Com-Indoor-LF+HIDSCESUnExCZ10			Com-Indoor-LF+HIDSDGSUnExCZ10


			Storage - Unconditioned - 11			Storage - Unconditioned			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			SUn			CZ11			Wtd			PGE			1			1			0			0.7			3420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ11			Com-Indoor-LF+HIDSCESUnExCZ11			Com-Indoor-LF+HIDSDGSUnExCZ11


			Storage - Unconditioned - 12			Storage - Unconditioned			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			SUn			CZ12			Wtd			PGE			1			1			0			0.7			3420			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ12			Com-Indoor-LF+HIDSCESUnExCZ12			Com-Indoor-LF+HIDSDGSUnExCZ12


			Storage - Unconditioned - 13			Storage - Unconditioned			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			SUn			CZ13			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0.7			3420			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ13			Com-Indoor-LF+HIDSCESUnExCZ13			Com-Indoor-LF+HIDSDGSUnExCZ13


			Storage - Unconditioned - 14			Storage - Unconditioned			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			SUn			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1			1			0			0.7			3420			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESUnExCZ14			Com-Indoor-LF+HIDSCESUnExCZ14			Com-Indoor-LF+HIDSDGSUnExCZ14


			Storage - Unconditioned - 15			Storage - Unconditioned			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			SUn			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1			1			0			0.7			3420			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESUnExCZ15			Com-Indoor-LF+HIDSCESUnExCZ15			Com-Indoor-LF+HIDSDGSUnExCZ15


			Storage - Unconditioned - 16			Storage - Unconditioned			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			SUn			CZ16			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0.7			3420			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ16			Com-Indoor-LF+HIDSCESUnExCZ16			Com-Indoor-LF+HIDSDGSUnExCZ16


			Storage - Unconditioned - 17			Storage - Unconditioned			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			SUn			IOU			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0.7			3420			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESUnExIOU			Com-Indoor-LF+HIDSCESUnExIOU			Com-Indoor-LF+HIDSDGSUnExIOU


			Transportation - Communication - Utilities - 01			Transportation - Communication - Utilities			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			TCU			CZ01			Wtd			PGE			0.998			1.104			-0.007478			0.7452			3058			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ01			Com-Indoor-LF+HIDSCETCUExCZ01			Com-Indoor-LF+HIDSDGTCUExCZ01


			Transportation - Communication - Utilities - 02			Transportation - Communication - Utilities			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			TCU			CZ02			Wtd			PGE			1.034			1.184			-0.005082			0.7452			3058			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ02			Com-Indoor-LF+HIDSCETCUExCZ02			Com-Indoor-LF+HIDSDGTCUExCZ02


			Transportation - Communication - Utilities - 03			Transportation - Communication - Utilities			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			TCU			CZ03			Wtd			PGE			1.034			1.204			-0.0047			0.7452			3058			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ03			Com-Indoor-LF+HIDSCETCUExCZ03			Com-Indoor-LF+HIDSDGTCUExCZ03


			Transportation - Communication - Utilities - 04			Transportation - Communication - Utilities			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			TCU			CZ04			Wtd			PGE			1.054			1.202			-0.004158			0.7452			3058			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ04			Com-Indoor-LF+HIDSCETCUExCZ04			Com-Indoor-LF+HIDSDGTCUExCZ04


			Transportation - Communication - Utilities - 05			Transportation - Communication - Utilities			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			TCU			CZ05			Wtd			PGE			1.044			1.174			-0.003818			0.7452			3058			SCE			1.064			1.218			-0.003986			0.7452			3058			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ05			Com-Indoor-LF+HIDSCETCUExCZ05			Com-Indoor-LF+HIDSDGTCUExCZ05


			Transportation - Communication - Utilities - 06			Transportation - Communication - Utilities			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			TCU			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.088			1.218			-0.002682			0.7452			3058			SDG			1.082			1.208			-0.0021396			0.7452			3058									Com-Indoor-LF+HIDPGETCUExCZ06			Com-Indoor-LF+HIDSCETCUExCZ06			Com-Indoor-LF+HIDSDGTCUExCZ06


			Transportation - Communication - Utilities - 07			Transportation - Communication - Utilities			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			TCU			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.092			1.202			-0.0015824			0.7452			3058									Com-Indoor-LF+HIDPGETCUExCZ07			Com-Indoor-LF+HIDSCETCUExCZ07			Com-Indoor-LF+HIDSDGTCUExCZ07


			Transportation - Communication - Utilities - 08			Transportation - Communication - Utilities			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			TCU			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.106			1.228			-0.002266			0.7452			3058			SDG			1.1			1.216			-0.0016976			0.7452			3058									Com-Indoor-LF+HIDPGETCUExCZ08			Com-Indoor-LF+HIDSCETCUExCZ08			Com-Indoor-LF+HIDSDGTCUExCZ08


			Transportation - Communication - Utilities - 09			Transportation - Communication - Utilities			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			TCU			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.238			-0.00236			0.7452			3058			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ09			Com-Indoor-LF+HIDSCETCUExCZ09			Com-Indoor-LF+HIDSDGTCUExCZ09


			Transportation - Communication - Utilities - 10			Transportation - Communication - Utilities			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			TCU			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.096			1.206			-0.002284			0.7452			3058			SDG			1.1			1.2			-0.0018576			0.7452			3058									Com-Indoor-LF+HIDPGETCUExCZ10			Com-Indoor-LF+HIDSCETCUExCZ10			Com-Indoor-LF+HIDSDGTCUExCZ10


			Transportation - Communication - Utilities - 11			Transportation - Communication - Utilities			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			TCU			CZ11			Wtd			PGE			1.04			1.198			-0.00541			0.7452			3058			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ11			Com-Indoor-LF+HIDSCETCUExCZ11			Com-Indoor-LF+HIDSDGTCUExCZ11


			Transportation - Communication - Utilities - 12			Transportation - Communication - Utilities			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			TCU			CZ12			Wtd			PGE			1.046			1.196			-0.005018			0.7452			3058			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ12			Com-Indoor-LF+HIDSCETCUExCZ12			Com-Indoor-LF+HIDSDGTCUExCZ12


			Transportation - Communication - Utilities - 13			Transportation - Communication - Utilities			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			TCU			CZ13			Wtd			PGE			1.066			1.198			-0.004062			0.7452			3058			SCE			1.084			1.23			-0.004104			0.7452			3058			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ13			Com-Indoor-LF+HIDSCETCUExCZ13			Com-Indoor-LF+HIDSDGTCUExCZ13


			Transportation - Communication - Utilities - 14			Transportation - Communication - Utilities			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			TCU			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.222			-0.004524			0.7452			3058			SDG			1.07			1.216			-0.00396			0.7452			3058									Com-Indoor-LF+HIDPGETCUExCZ14			Com-Indoor-LF+HIDSCETCUExCZ14			Com-Indoor-LF+HIDSDGTCUExCZ14


			Transportation - Communication - Utilities - 15			Transportation - Communication - Utilities			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			TCU			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.138			1.232			-0.0013198			0.7452			3058			SDG			1.146			1.222			-0.0010202			0.7452			3058									Com-Indoor-LF+HIDPGETCUExCZ15			Com-Indoor-LF+HIDSCETCUExCZ15			Com-Indoor-LF+HIDSDGTCUExCZ15


			Transportation - Communication - Utilities - 16			Transportation - Communication - Utilities			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			TCU			CZ16			Wtd			PGE			0.982			1.186			-0.009138			0.7452			3058			SCE			0.992			1.218			-0.008998			0.7452			3058			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ16			Com-Indoor-LF+HIDSCETCUExCZ16			Com-Indoor-LF+HIDSDGTCUExCZ16


			Transportation - Communication - Utilities - 17			Transportation - Communication - Utilities			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			TCU			IOU			Wtd			PGE			1.046			1.194			-0.00468			0.7452			3058			SCE			1.102			1.222			-0.00253			0.7452			3058			SDG			1.094			1.2			-0.0016796			0.7452			3058									Com-Indoor-LF+HIDPGETCUExIOU			Com-Indoor-LF+HIDSCETCUExIOU			Com-Indoor-LF+HIDSDGTCUExIOU


			Warehouse - Refrigerated - 01			Warehouse - Refrigerated			01			DO8 v3.02			Com-Indoor-LF+HID			Ex			WRf			CZ01			Wtd			PGE			1.43			1.3			0			0.556			4770			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ01			Com-Indoor-LF+HIDSCEWRfExCZ01			Com-Indoor-LF+HIDSDGWRfExCZ01


			Warehouse - Refrigerated - 02			Warehouse - Refrigerated			02			DO8 v3.02			Com-Indoor-LF+HID			Ex			WRf			CZ02			Wtd			PGE			1.43			1.25			0			0.556			4770			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ02			Com-Indoor-LF+HIDSCEWRfExCZ02			Com-Indoor-LF+HIDSDGWRfExCZ02


			Warehouse - Refrigerated - 03			Warehouse - Refrigerated			03			DO8 v3.02			Com-Indoor-LF+HID			Ex			WRf			CZ03			Wtd			PGE			1.43			1.26			0			0.556			4770			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ03			Com-Indoor-LF+HIDSCEWRfExCZ03			Com-Indoor-LF+HIDSDGWRfExCZ03


			Warehouse - Refrigerated - 04			Warehouse - Refrigerated			04			DO8 v3.02			Com-Indoor-LF+HID			Ex			WRf			CZ04			Wtd			PGE			1.41			1.25			0			0.556			4770			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ04			Com-Indoor-LF+HIDSCEWRfExCZ04			Com-Indoor-LF+HIDSDGWRfExCZ04


			Warehouse - Refrigerated - 05			Warehouse - Refrigerated			05			DO8 v3.02			Com-Indoor-LF+HID			Ex			WRf			CZ05			Wtd			PGE			1.41			1.28			0			0.556			4770			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ05			Com-Indoor-LF+HIDSCEWRfExCZ05			Com-Indoor-LF+HIDSDGWRfExCZ05


			Warehouse - Refrigerated - 06			Warehouse - Refrigerated			06			DO8 v3.02			Com-Indoor-LF+HID			Ex			WRf			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.38			1.24			0			0.556			4770			SDG			1.4			1.24			0			0.556			4770									Com-Indoor-LF+HIDPGEWRfExCZ06			Com-Indoor-LF+HIDSCEWRfExCZ06			Com-Indoor-LF+HIDSDGWRfExCZ06


			Warehouse - Refrigerated - 07			Warehouse - Refrigerated			07			DO8 v3.02			Com-Indoor-LF+HID			Ex			WRf			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.39			1.27			0			0.556			4770									Com-Indoor-LF+HIDPGEWRfExCZ07			Com-Indoor-LF+HIDSCEWRfExCZ07			Com-Indoor-LF+HIDSDGWRfExCZ07


			Warehouse - Refrigerated - 08			Warehouse - Refrigerated			08			DO8 v3.02			Com-Indoor-LF+HID			Ex			WRf			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.38			1.27			0			0.556			4770			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ08			Com-Indoor-LF+HIDSCEWRfExCZ08			Com-Indoor-LF+HIDSDGWRfExCZ08


			Warehouse - Refrigerated - 09			Warehouse - Refrigerated			09			DO8 v3.02			Com-Indoor-LF+HID			Ex			WRf			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.39			1.25			0			0.556			4770			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ09			Com-Indoor-LF+HIDSCEWRfExCZ09			Com-Indoor-LF+HIDSDGWRfExCZ09


			Warehouse - Refrigerated - 10			Warehouse - Refrigerated			10			DO8 v3.02			Com-Indoor-LF+HID			Ex			WRf			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.42			1.24			0			0.556			4770			SDG			1.42			1.24			0			0.556			4770									Com-Indoor-LF+HIDPGEWRfExCZ10			Com-Indoor-LF+HIDSCEWRfExCZ10			Com-Indoor-LF+HIDSDGWRfExCZ10


			Warehouse - Refrigerated - 11			Warehouse - Refrigerated			11			DO8 v3.02			Com-Indoor-LF+HID			Ex			WRf			CZ11			Wtd			PGE			1.41			1.24			0			0.556			4770			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ11			Com-Indoor-LF+HIDSCEWRfExCZ11			Com-Indoor-LF+HIDSDGWRfExCZ11


			Warehouse - Refrigerated - 12			Warehouse - Refrigerated			12			DO8 v3.02			Com-Indoor-LF+HID			Ex			WRf			CZ12			Wtd			PGE			1.41			1.24			0			0.556			4770			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ12			Com-Indoor-LF+HIDSCEWRfExCZ12			Com-Indoor-LF+HIDSDGWRfExCZ12


			Warehouse - Refrigerated - 13			Warehouse - Refrigerated			13			DO8 v3.02			Com-Indoor-LF+HID			Ex			WRf			CZ13			Wtd			PGE			1.41			1.25			0			0.556			4770			SCE			1.41			1.24			0			0.556			4770			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ13			Com-Indoor-LF+HIDSCEWRfExCZ13			Com-Indoor-LF+HIDSDGWRfExCZ13


			Warehouse - Refrigerated - 14			Warehouse - Refrigerated			14			DO8 v3.02			Com-Indoor-LF+HID			Ex			WRf			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.4			1.24			0			0.556			4770			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ14			Com-Indoor-LF+HIDSCEWRfExCZ14			Com-Indoor-LF+HIDSDGWRfExCZ14


			Warehouse - Refrigerated - 15			Warehouse - Refrigerated			15			DO8 v3.02			Com-Indoor-LF+HID			Ex			WRf			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.43			1.25			0			0.556			4770			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ15			Com-Indoor-LF+HIDSCEWRfExCZ15			Com-Indoor-LF+HIDSDGWRfExCZ15


			Warehouse - Refrigerated - 16			Warehouse - Refrigerated			16			DO8 v3.02			Com-Indoor-LF+HID			Ex			WRf			CZ16			Wtd			PGE			1.33			1.31			-0.0004			0.556			4770			SCE			1.33			1.35			-0.0004			0.556			4770			SDG			0			0			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ16			Com-Indoor-LF+HIDSCEWRfExCZ16			Com-Indoor-LF+HIDSDGWRfExCZ16


			Warehouse - Refrigerated - 17			Warehouse - Refrigerated			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			WRf			IOU			Wtd			PGE			1.42			1.25			-0.000000156			0.556			4770			SCE			1.39			1.25			-0.00000129			0.556			4770			SDG			1.4			1.26			0			0.556			4770									Com-Indoor-LF+HIDPGEWRfExIOU			Com-Indoor-LF+HIDSCEWRfExIOU			Com-Indoor-LF+HIDSDGWRfExIOU


			Commercial Weighted - 17			Commercial Weighted			17			DO8 v3.02			Com-Indoor-LF+HID			Ex			Com			IOU			Wtd			PGE			1.06			1.2			-0.00608			0.635			3190			SCE			1.12			1.23			-0.00325			0.68			3230			SDG			1.12			1.23			-0.00295			0.688			3180									Com-Indoor-LF+HIDPGEComExIOU			Com-Indoor-LF+HIDSCEComExIOU			Com-Indoor-LF+HIDSDGComExIOU


			Exterior/None - Residential Mobile Home - Double-Wide - 01			Residential Mobile Home - Double-Wide			01			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ01			Wtd			PGE			1			1			0			0.049			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ01			Res-Indoor-CFLSCEDMoExCZ01			Res-Indoor-CFLSDGDMoExCZ01


			Exterior/None - Residential Mobile Home - Double-Wide - 02			Residential Mobile Home - Double-Wide			02			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ02			Wtd			PGE			1			1			0			0.043			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ02			Res-Indoor-CFLSCEDMoExCZ02			Res-Indoor-CFLSDGDMoExCZ02


			Exterior/None - Residential Mobile Home - Double-Wide - 03			Residential Mobile Home - Double-Wide			03			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ03			Wtd			PGE			1			1			0			0.043			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ03			Res-Indoor-CFLSCEDMoExCZ03			Res-Indoor-CFLSDGDMoExCZ03


			Exterior/None - Residential Mobile Home - Double-Wide - 04			Residential Mobile Home - Double-Wide			04			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ04			Wtd			PGE			1			1			0			0.043			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ04			Res-Indoor-CFLSCEDMoExCZ04			Res-Indoor-CFLSDGDMoExCZ04


			Exterior/None - Residential Mobile Home - Double-Wide - 05			Residential Mobile Home - Double-Wide			05			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ05			Wtd			PGE			1			1			0			0.047			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ05			Res-Indoor-CFLSCEDMoExCZ05			Res-Indoor-CFLSDGDMoExCZ05


			Exterior/None - Residential Mobile Home - Double-Wide - 06			Residential Mobile Home - Double-Wide			06			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			541			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ06			Res-Indoor-CFLSCEDMoExCZ06			Res-Indoor-CFLSDGDMoExCZ06


			Exterior/None - Residential Mobile Home - Double-Wide - 07			Residential Mobile Home - Double-Wide			07			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.047			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ07			Res-Indoor-CFLSCEDMoExCZ07			Res-Indoor-CFLSDGDMoExCZ07


			Exterior/None - Residential Mobile Home - Double-Wide - 08			Residential Mobile Home - Double-Wide			08			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.047			541			SDG			1			1			0			0.047			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ08			Res-Indoor-CFLSCEDMoExCZ08			Res-Indoor-CFLSDGDMoExCZ08


			Exterior/None - Residential Mobile Home - Double-Wide - 09			Residential Mobile Home - Double-Wide			09			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.045			541			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ09			Res-Indoor-CFLSCEDMoExCZ09			Res-Indoor-CFLSDGDMoExCZ09


			Exterior/None - Residential Mobile Home - Double-Wide - 10			Residential Mobile Home - Double-Wide			10			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			541			SDG			1			1			0			0.043			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ10			Res-Indoor-CFLSCEDMoExCZ10			Res-Indoor-CFLSDGDMoExCZ10


			Exterior/None - Residential Mobile Home - Double-Wide - 11			Residential Mobile Home - Double-Wide			11			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ11			Wtd			PGE			1			1			0			0.044			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ11			Res-Indoor-CFLSCEDMoExCZ11			Res-Indoor-CFLSDGDMoExCZ11


			Exterior/None - Residential Mobile Home - Double-Wide - 12			Residential Mobile Home - Double-Wide			12			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ12			Wtd			PGE			1			1			0			0.045			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ12			Res-Indoor-CFLSCEDMoExCZ12			Res-Indoor-CFLSDGDMoExCZ12


			Exterior/None - Residential Mobile Home - Double-Wide - 13			Residential Mobile Home - Double-Wide			13			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ13			Wtd			PGE			1			1			0			0.045			541			SCE			1			1			0			0.045			541			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ13			Res-Indoor-CFLSCEDMoExCZ13			Res-Indoor-CFLSDGDMoExCZ13


			Exterior/None - Residential Mobile Home - Double-Wide - 14			Residential Mobile Home - Double-Wide			14			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			541			SDG			1			1			0			0.043			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ14			Res-Indoor-CFLSCEDMoExCZ14			Res-Indoor-CFLSDGDMoExCZ14


			Exterior/None - Residential Mobile Home - Double-Wide - 15			Residential Mobile Home - Double-Wide			15			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.044			541			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ15			Res-Indoor-CFLSCEDMoExCZ15			Res-Indoor-CFLSDGDMoExCZ15


			Exterior/None - Residential Mobile Home - Double-Wide - 16			Residential Mobile Home - Double-Wide			16			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ16			Wtd			PGE			1			1			0			0.045			541			SCE			1			1			0			0.045			541			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExCZ16			Res-Indoor-CFLSCEDMoExCZ16			Res-Indoor-CFLSDGDMoExCZ16


			Exterior/None - Residential Mobile Home - Double-Wide - 17			Residential Mobile Home - Double-Wide			17			Exterior/None			Res-Indoor-CFL			Ex			DMo			IOU			Wtd			PGE			1			1			0			0.0444			541			SCE			1			1			0			0.0442			541			SDG			1			1			0			0.0451			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEDMoExIOU			Res-Indoor-CFLSCEDMoExIOU			Res-Indoor-CFLSDGDMoExIOU


			Exterior/None - Residential Multi-Family - 01			Residential Multi-Family			01			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ01			Wtd			PGE			1			1			0			0.049			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ01			Res-Indoor-CFLSCEMFmExCZ01			Res-Indoor-CFLSDGMFmExCZ01


			Exterior/None - Residential Multi-Family - 02			Residential Multi-Family			02			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ02			Wtd			PGE			1			1			0			0.043			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ02			Res-Indoor-CFLSCEMFmExCZ02			Res-Indoor-CFLSDGMFmExCZ02


			Exterior/None - Residential Multi-Family - 03			Residential Multi-Family			03			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ03			Wtd			PGE			1			1			0			0.043			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ03			Res-Indoor-CFLSCEMFmExCZ03			Res-Indoor-CFLSDGMFmExCZ03


			Exterior/None - Residential Multi-Family - 04			Residential Multi-Family			04			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ04			Wtd			PGE			1			1			0			0.043			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ04			Res-Indoor-CFLSCEMFmExCZ04			Res-Indoor-CFLSDGMFmExCZ04


			Exterior/None - Residential Multi-Family - 05			Residential Multi-Family			05			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ05			Wtd			PGE			1			1			0			0.047			541			SCE			1			1			0			0.047			541			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ05			Res-Indoor-CFLSCEMFmExCZ05			Res-Indoor-CFLSDGMFmExCZ05


			Exterior/None - Residential Multi-Family - 06			Residential Multi-Family			06			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			541			SDG			1			1			0			0.043			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ06			Res-Indoor-CFLSCEMFmExCZ06			Res-Indoor-CFLSDGMFmExCZ06


			Exterior/None - Residential Multi-Family - 07			Residential Multi-Family			07			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.047			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ07			Res-Indoor-CFLSCEMFmExCZ07			Res-Indoor-CFLSDGMFmExCZ07


			Exterior/None - Residential Multi-Family - 08			Residential Multi-Family			08			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.047			541			SDG			1			1			0			0.047			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ08			Res-Indoor-CFLSCEMFmExCZ08			Res-Indoor-CFLSDGMFmExCZ08


			Exterior/None - Residential Multi-Family - 09			Residential Multi-Family			09			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.045			541			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ09			Res-Indoor-CFLSCEMFmExCZ09			Res-Indoor-CFLSDGMFmExCZ09


			Exterior/None - Residential Multi-Family - 10			Residential Multi-Family			10			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			541			SDG			1			1			0			0.043			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ10			Res-Indoor-CFLSCEMFmExCZ10			Res-Indoor-CFLSDGMFmExCZ10


			Exterior/None - Residential Multi-Family - 11			Residential Multi-Family			11			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ11			Wtd			PGE			1			1			0			0.044			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ11			Res-Indoor-CFLSCEMFmExCZ11			Res-Indoor-CFLSDGMFmExCZ11


			Exterior/None - Residential Multi-Family - 12			Residential Multi-Family			12			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ12			Wtd			PGE			1			1			0			0.045			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ12			Res-Indoor-CFLSCEMFmExCZ12			Res-Indoor-CFLSDGMFmExCZ12


			Exterior/None - Residential Multi-Family - 13			Residential Multi-Family			13			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ13			Wtd			PGE			1			1			0			0.045			541			SCE			1			1			0			0.045			541			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ13			Res-Indoor-CFLSCEMFmExCZ13			Res-Indoor-CFLSDGMFmExCZ13


			Exterior/None - Residential Multi-Family - 14			Residential Multi-Family			14			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			541			SDG			1			1			0			0.043			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ14			Res-Indoor-CFLSCEMFmExCZ14			Res-Indoor-CFLSDGMFmExCZ14


			Exterior/None - Residential Multi-Family - 15			Residential Multi-Family			15			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.044			541			SDG			1			1			0			0.044			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ15			Res-Indoor-CFLSCEMFmExCZ15			Res-Indoor-CFLSDGMFmExCZ15


			Exterior/None - Residential Multi-Family - 16			Residential Multi-Family			16			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ16			Wtd			PGE			1			1			0			0.045			541			SCE			1			1			0			0.045			541			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExCZ16			Res-Indoor-CFLSCEMFmExCZ16			Res-Indoor-CFLSDGMFmExCZ16


			Exterior/None - Residential Multi-Family - 17			Residential Multi-Family			17			Exterior/None			Res-Indoor-CFL			Ex			MFm			IOU			Wtd			PGE			1			1			0			0.0437			541			SCE			1			1			0			0.0446			541			SDG			1			1			0			0.046			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEMFmExIOU			Res-Indoor-CFLSCEMFmExIOU			Res-Indoor-CFLSDGMFmExIOU


			Exterior/None - Residential Single Family - 01			Residential Single Family			01			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ01			Wtd			PGE			1			1			0			0.049			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ01			Res-Indoor-CFLSCESFmExCZ01			Res-Indoor-CFLSDGSFmExCZ01


			Exterior/None - Residential Single Family - 02			Residential Single Family			02			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ02			Wtd			PGE			1			1			0			0.043			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ02			Res-Indoor-CFLSCESFmExCZ02			Res-Indoor-CFLSDGSFmExCZ02


			Exterior/None - Residential Single Family - 03			Residential Single Family			03			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ03			Wtd			PGE			1			1			0			0.043			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ03			Res-Indoor-CFLSCESFmExCZ03			Res-Indoor-CFLSDGSFmExCZ03


			Exterior/None - Residential Single Family - 04			Residential Single Family			04			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ04			Wtd			PGE			1			1			0			0.043			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ04			Res-Indoor-CFLSCESFmExCZ04			Res-Indoor-CFLSDGSFmExCZ04


			Exterior/None - Residential Single Family - 05			Residential Single Family			05			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ05			Wtd			PGE			1			1			0			0.047			541			SCE			1			1			0			0.047			541			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ05			Res-Indoor-CFLSCESFmExCZ05			Res-Indoor-CFLSDGSFmExCZ05


			Exterior/None - Residential Single Family - 06			Residential Single Family			06			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			541			SDG			1			1			0			0.043			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ06			Res-Indoor-CFLSCESFmExCZ06			Res-Indoor-CFLSDGSFmExCZ06


			Exterior/None - Residential Single Family - 07			Residential Single Family			07			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.047			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ07			Res-Indoor-CFLSCESFmExCZ07			Res-Indoor-CFLSDGSFmExCZ07


			Exterior/None - Residential Single Family - 08			Residential Single Family			08			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.047			541			SDG			1			1			0			0.047			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ08			Res-Indoor-CFLSCESFmExCZ08			Res-Indoor-CFLSDGSFmExCZ08


			Exterior/None - Residential Single Family - 09			Residential Single Family			09			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.045			541			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ09			Res-Indoor-CFLSCESFmExCZ09			Res-Indoor-CFLSDGSFmExCZ09


			Exterior/None - Residential Single Family - 10			Residential Single Family			10			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			541			SDG			1			1			0			0.043			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ10			Res-Indoor-CFLSCESFmExCZ10			Res-Indoor-CFLSDGSFmExCZ10


			Exterior/None - Residential Single Family - 11			Residential Single Family			11			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ11			Wtd			PGE			1			1			0			0.044			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ11			Res-Indoor-CFLSCESFmExCZ11			Res-Indoor-CFLSDGSFmExCZ11


			Exterior/None - Residential Single Family - 12			Residential Single Family			12			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ12			Wtd			PGE			1			1			0			0.045			541			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ12			Res-Indoor-CFLSCESFmExCZ12			Res-Indoor-CFLSDGSFmExCZ12


			Exterior/None - Residential Single Family - 13			Residential Single Family			13			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ13			Wtd			PGE			1			1			0			0.045			541			SCE			1			1			0			0.045			541			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ13			Res-Indoor-CFLSCESFmExCZ13			Res-Indoor-CFLSDGSFmExCZ13


			Exterior/None - Residential Single Family - 14			Residential Single Family			14			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			541			SDG			1			1			0			0.043			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ14			Res-Indoor-CFLSCESFmExCZ14			Res-Indoor-CFLSDGSFmExCZ14


			Exterior/None - Residential Single Family - 15			Residential Single Family			15			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.044			541			SDG			1			1			0			0.044			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ15			Res-Indoor-CFLSCESFmExCZ15			Res-Indoor-CFLSDGSFmExCZ15


			Exterior/None - Residential Single Family - 16			Residential Single Family			16			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ16			Wtd			PGE			1			1			0			0.045			541			SCE			1			1			0			0.045			541			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExCZ16			Res-Indoor-CFLSCESFmExCZ16			Res-Indoor-CFLSDGSFmExCZ16


			Exterior/None - Residential Single Family - 17			Residential Single Family			17			Exterior/None			Res-Indoor-CFL			Ex			SFm			IOU			Wtd			PGE			1			1			0			0.0441			541			SCE			1			1			0			0.0445			541			SDG			1			1			0			0.0454			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGESFmExIOU			Res-Indoor-CFLSCESFmExIOU			Res-Indoor-CFLSDGSFmExIOU


			Exterior/None - Residential Weighted - 17			Residential Weighted			17			Exterior/None			Res-Indoor-CFL			Ex			Res			IOU			Wtd			PGE			1			1			0			0.044			541			SCE			1			1			0			0.0445			541			SDG			1			1			0			0.0456			541			Residential CFL Interactieve Effects were used.						Res-Indoor-CFLPGEResExIOU			Res-Indoor-CFLSCEResExIOU			Res-Indoor-CFLSDGResExIOU


			Exterior/None - Agricultural - 01			Agricultural			01			Exterior/None			Com-Indoor-LF+HID			Ex			Agr			CZ01			Wtd			PGE			1			1			0			0.7885			3257			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ01			Com-Indoor-LF+HIDSCEAgrExCZ01			Com-Indoor-LF+HIDSDGAgrExCZ01


			Exterior/None - Agricultural - 02			Agricultural			02			Exterior/None			Com-Indoor-LF+HID			Ex			Agr			CZ02			Wtd			PGE			1			1			0			0.7885			3257			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ02			Com-Indoor-LF+HIDSCEAgrExCZ02			Com-Indoor-LF+HIDSDGAgrExCZ02


			Exterior/None - Agricultural - 03			Agricultural			03			Exterior/None			Com-Indoor-LF+HID			Ex			Agr			CZ03			Wtd			PGE			1			1			0			0.7885			3257			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ03			Com-Indoor-LF+HIDSCEAgrExCZ03			Com-Indoor-LF+HIDSDGAgrExCZ03


			Exterior/None - Agricultural - 04			Agricultural			04			Exterior/None			Com-Indoor-LF+HID			Ex			Agr			CZ04			Wtd			PGE			1			1			0			0.7885			3257			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ04			Com-Indoor-LF+HIDSCEAgrExCZ04			Com-Indoor-LF+HIDSDGAgrExCZ04


			Exterior/None - Agricultural - 05			Agricultural			05			Exterior/None			Com-Indoor-LF+HID			Ex			Agr			CZ05			Wtd			PGE			1			1			0			0.7885			3257			SCE			1			1			0			0.7885			3257			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ05			Com-Indoor-LF+HIDSCEAgrExCZ05			Com-Indoor-LF+HIDSDGAgrExCZ05


			Exterior/None - Agricultural - 06			Agricultural			06			Exterior/None			Com-Indoor-LF+HID			Ex			Agr			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7885			3257			SDG			1			1			0			0.7885			3257									Com-Indoor-LF+HIDPGEAgrExCZ06			Com-Indoor-LF+HIDSCEAgrExCZ06			Com-Indoor-LF+HIDSDGAgrExCZ06


			Exterior/None - Agricultural - 07			Agricultural			07			Exterior/None			Com-Indoor-LF+HID			Ex			Agr			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.7885			3257									Com-Indoor-LF+HIDPGEAgrExCZ07			Com-Indoor-LF+HIDSCEAgrExCZ07			Com-Indoor-LF+HIDSDGAgrExCZ07


			Exterior/None - Agricultural - 08			Agricultural			08			Exterior/None			Com-Indoor-LF+HID			Ex			Agr			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7885			3257			SDG			1			1			0			0.7885			3257									Com-Indoor-LF+HIDPGEAgrExCZ08			Com-Indoor-LF+HIDSCEAgrExCZ08			Com-Indoor-LF+HIDSDGAgrExCZ08


			Exterior/None - Agricultural - 09			Agricultural			09			Exterior/None			Com-Indoor-LF+HID			Ex			Agr			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7885			3257			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ09			Com-Indoor-LF+HIDSCEAgrExCZ09			Com-Indoor-LF+HIDSDGAgrExCZ09


			Exterior/None - Agricultural - 10			Agricultural			10			Exterior/None			Com-Indoor-LF+HID			Ex			Agr			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7885			3257			SDG			1			1			0			0.7885			3257									Com-Indoor-LF+HIDPGEAgrExCZ10			Com-Indoor-LF+HIDSCEAgrExCZ10			Com-Indoor-LF+HIDSDGAgrExCZ10


			Exterior/None - Agricultural - 11			Agricultural			11			Exterior/None			Com-Indoor-LF+HID			Ex			Agr			CZ11			Wtd			PGE			1			1			0			0.7885			3257			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ11			Com-Indoor-LF+HIDSCEAgrExCZ11			Com-Indoor-LF+HIDSDGAgrExCZ11


			Exterior/None - Agricultural - 12			Agricultural			12			Exterior/None			Com-Indoor-LF+HID			Ex			Agr			CZ12			Wtd			PGE			1			1			0			0.7885			3257			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ12			Com-Indoor-LF+HIDSCEAgrExCZ12			Com-Indoor-LF+HIDSDGAgrExCZ12


			Exterior/None - Agricultural - 13			Agricultural			13			Exterior/None			Com-Indoor-LF+HID			Ex			Agr			CZ13			Wtd			PGE			1			1			0			0.7885			3257			SCE			1			1			0			0.7885			3257			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ13			Com-Indoor-LF+HIDSCEAgrExCZ13			Com-Indoor-LF+HIDSDGAgrExCZ13


			Exterior/None - Agricultural - 14			Agricultural			14			Exterior/None			Com-Indoor-LF+HID			Ex			Agr			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7885			3257			SDG			1			1			0			0.7885			3257									Com-Indoor-LF+HIDPGEAgrExCZ14			Com-Indoor-LF+HIDSCEAgrExCZ14			Com-Indoor-LF+HIDSDGAgrExCZ14


			Exterior/None - Agricultural - 15			Agricultural			15			Exterior/None			Com-Indoor-LF+HID			Ex			Agr			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7885			3257			SDG			1			1			0			0.7885			3257									Com-Indoor-LF+HIDPGEAgrExCZ15			Com-Indoor-LF+HIDSCEAgrExCZ15			Com-Indoor-LF+HIDSDGAgrExCZ15


			Exterior/None - Agricultural - 16			Agricultural			16			Exterior/None			Com-Indoor-LF+HID			Ex			Agr			CZ16			Wtd			PGE			1			1			0			0.7885			3257			SCE			1			1			0			0.7885			3257			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAgrExCZ16			Com-Indoor-LF+HIDSCEAgrExCZ16			Com-Indoor-LF+HIDSDGAgrExCZ16


			Exterior/None - Agricultural - 17			Agricultural			17			Exterior/None			Com-Indoor-LF+HID			Ex			Agr			IOU			Wtd			PGE			1			1			0			0.7885			3257			SCE			1			1			0			0.7885			3257			SDG			1			1			0			0.7885			3257									Com-Indoor-LF+HIDPGEAgrExIOU			Com-Indoor-LF+HIDSCEAgrExIOU			Com-Indoor-LF+HIDSDGAgrExIOU


			Exterior/None - Assembly - 01			Assembly			01			Exterior/None			Com-Indoor-LF+HID			Ex			Asm			CZ01			Wtd			PGE			1			1			0			0.532			2610			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ01			Com-Indoor-LF+HIDSCEAsmExCZ01			Com-Indoor-LF+HIDSDGAsmExCZ01


			Exterior/None - Assembly - 02			Assembly			02			Exterior/None			Com-Indoor-LF+HID			Ex			Asm			CZ02			Wtd			PGE			1			1			0			0.532			2610			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ02			Com-Indoor-LF+HIDSCEAsmExCZ02			Com-Indoor-LF+HIDSDGAsmExCZ02


			Exterior/None - Assembly - 03			Assembly			03			Exterior/None			Com-Indoor-LF+HID			Ex			Asm			CZ03			Wtd			PGE			1			1			0			0.532			2610			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ03			Com-Indoor-LF+HIDSCEAsmExCZ03			Com-Indoor-LF+HIDSDGAsmExCZ03


			Exterior/None - Assembly - 04			Assembly			04			Exterior/None			Com-Indoor-LF+HID			Ex			Asm			CZ04			Wtd			PGE			1			1			0			0.532			2610			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ04			Com-Indoor-LF+HIDSCEAsmExCZ04			Com-Indoor-LF+HIDSDGAsmExCZ04


			Exterior/None - Assembly - 05			Assembly			05			Exterior/None			Com-Indoor-LF+HID			Ex			Asm			CZ05			Wtd			PGE			1			1			0			0.532			2610			SCE			1			1			0			0.532			2610			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ05			Com-Indoor-LF+HIDSCEAsmExCZ05			Com-Indoor-LF+HIDSDGAsmExCZ05


			Exterior/None - Assembly - 06			Assembly			06			Exterior/None			Com-Indoor-LF+HID			Ex			Asm			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.532			2610			SDG			1			1			0			0.532			2610									Com-Indoor-LF+HIDPGEAsmExCZ06			Com-Indoor-LF+HIDSCEAsmExCZ06			Com-Indoor-LF+HIDSDGAsmExCZ06


			Exterior/None - Assembly - 07			Assembly			07			Exterior/None			Com-Indoor-LF+HID			Ex			Asm			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.532			2610									Com-Indoor-LF+HIDPGEAsmExCZ07			Com-Indoor-LF+HIDSCEAsmExCZ07			Com-Indoor-LF+HIDSDGAsmExCZ07


			Exterior/None - Assembly - 08			Assembly			08			Exterior/None			Com-Indoor-LF+HID			Ex			Asm			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.532			2610			SDG			1			1			0			0.532			2610									Com-Indoor-LF+HIDPGEAsmExCZ08			Com-Indoor-LF+HIDSCEAsmExCZ08			Com-Indoor-LF+HIDSDGAsmExCZ08


			Exterior/None - Assembly - 09			Assembly			09			Exterior/None			Com-Indoor-LF+HID			Ex			Asm			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.532			2610			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ09			Com-Indoor-LF+HIDSCEAsmExCZ09			Com-Indoor-LF+HIDSDGAsmExCZ09


			Exterior/None - Assembly - 10			Assembly			10			Exterior/None			Com-Indoor-LF+HID			Ex			Asm			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.532			2610			SDG			1			1			0			0.532			2610									Com-Indoor-LF+HIDPGEAsmExCZ10			Com-Indoor-LF+HIDSCEAsmExCZ10			Com-Indoor-LF+HIDSDGAsmExCZ10


			Exterior/None - Assembly - 11			Assembly			11			Exterior/None			Com-Indoor-LF+HID			Ex			Asm			CZ11			Wtd			PGE			1			1			0			0.532			2610			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ11			Com-Indoor-LF+HIDSCEAsmExCZ11			Com-Indoor-LF+HIDSDGAsmExCZ11


			Exterior/None - Assembly - 12			Assembly			12			Exterior/None			Com-Indoor-LF+HID			Ex			Asm			CZ12			Wtd			PGE			1			1			0			0.532			2610			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ12			Com-Indoor-LF+HIDSCEAsmExCZ12			Com-Indoor-LF+HIDSDGAsmExCZ12


			Exterior/None - Assembly - 13			Assembly			13			Exterior/None			Com-Indoor-LF+HID			Ex			Asm			CZ13			Wtd			PGE			1			1			0			0.532			2610			SCE			1			1			0			0.532			2610			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ13			Com-Indoor-LF+HIDSCEAsmExCZ13			Com-Indoor-LF+HIDSDGAsmExCZ13


			Exterior/None - Assembly - 14			Assembly			14			Exterior/None			Com-Indoor-LF+HID			Ex			Asm			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.532			2610			SDG			1			1			0			0.532			2610									Com-Indoor-LF+HIDPGEAsmExCZ14			Com-Indoor-LF+HIDSCEAsmExCZ14			Com-Indoor-LF+HIDSDGAsmExCZ14


			Exterior/None - Assembly - 15			Assembly			15			Exterior/None			Com-Indoor-LF+HID			Ex			Asm			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.532			2610			SDG			1			1			0			0.532			2610									Com-Indoor-LF+HIDPGEAsmExCZ15			Com-Indoor-LF+HIDSCEAsmExCZ15			Com-Indoor-LF+HIDSDGAsmExCZ15


			Exterior/None - Assembly - 16			Assembly			16			Exterior/None			Com-Indoor-LF+HID			Ex			Asm			CZ16			Wtd			PGE			1			1			0			0.532			2610			SCE			1			1			0			0.532			2610			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEAsmExCZ16			Com-Indoor-LF+HIDSCEAsmExCZ16			Com-Indoor-LF+HIDSDGAsmExCZ16


			Exterior/None - Assembly - 17			Assembly			17			Exterior/None			Com-Indoor-LF+HID			Ex			Asm			IOU			Wtd			PGE			1			1			0			0.532			2610			SCE			1			1			0			0.532			2610			SDG			1			1			0			0.532			2610									Com-Indoor-LF+HIDPGEAsmExIOU			Com-Indoor-LF+HIDSCEAsmExIOU			Com-Indoor-LF+HIDSDGAsmExIOU


			Exterior/None - Education - Community College - 01			Education - Community College			01			Exterior/None			Com-Indoor-LF+HID			Ex			ECC			CZ01			Wtd			PGE			1			1			0			0.806			2420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ01			Com-Indoor-LF+HIDSCEECCExCZ01			Com-Indoor-LF+HIDSDGECCExCZ01


			Exterior/None - Education - Community College - 02			Education - Community College			02			Exterior/None			Com-Indoor-LF+HID			Ex			ECC			CZ02			Wtd			PGE			1			1			0			0.487			2420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ02			Com-Indoor-LF+HIDSCEECCExCZ02			Com-Indoor-LF+HIDSDGECCExCZ02


			Exterior/None - Education - Community College - 03			Education - Community College			03			Exterior/None			Com-Indoor-LF+HID			Ex			ECC			CZ03			Wtd			PGE			1			1			0			0.487			2420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ03			Com-Indoor-LF+HIDSCEECCExCZ03			Com-Indoor-LF+HIDSDGECCExCZ03


			Exterior/None - Education - Community College - 04			Education - Community College			04			Exterior/None			Com-Indoor-LF+HID			Ex			ECC			CZ04			Wtd			PGE			1			1			0			0.487			2420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ04			Com-Indoor-LF+HIDSCEECCExCZ04			Com-Indoor-LF+HIDSDGECCExCZ04


			Exterior/None - Education - Community College - 05			Education - Community College			05			Exterior/None			Com-Indoor-LF+HID			Ex			ECC			CZ05			Wtd			PGE			1			1			0			0.806			2420			SCE			1			1			0			0.806			2420			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ05			Com-Indoor-LF+HIDSCEECCExCZ05			Com-Indoor-LF+HIDSDGECCExCZ05


			Exterior/None - Education - Community College - 06			Education - Community College			06			Exterior/None			Com-Indoor-LF+HID			Ex			ECC			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.487			2420			SDG			1			1			0			0.487			2420									Com-Indoor-LF+HIDPGEECCExCZ06			Com-Indoor-LF+HIDSCEECCExCZ06			Com-Indoor-LF+HIDSDGECCExCZ06


			Exterior/None - Education - Community College - 07			Education - Community College			07			Exterior/None			Com-Indoor-LF+HID			Ex			ECC			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.806			2420									Com-Indoor-LF+HIDPGEECCExCZ07			Com-Indoor-LF+HIDSCEECCExCZ07			Com-Indoor-LF+HIDSDGECCExCZ07


			Exterior/None - Education - Community College - 08			Education - Community College			08			Exterior/None			Com-Indoor-LF+HID			Ex			ECC			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.806			2420			SDG			1			1			0			0.806			2420									Com-Indoor-LF+HIDPGEECCExCZ08			Com-Indoor-LF+HIDSCEECCExCZ08			Com-Indoor-LF+HIDSDGECCExCZ08


			Exterior/None - Education - Community College - 09			Education - Community College			09			Exterior/None			Com-Indoor-LF+HID			Ex			ECC			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.487			2420			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ09			Com-Indoor-LF+HIDSCEECCExCZ09			Com-Indoor-LF+HIDSDGECCExCZ09


			Exterior/None - Education - Community College - 10			Education - Community College			10			Exterior/None			Com-Indoor-LF+HID			Ex			ECC			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.487			2420			SDG			1			1			0			0.487			2420									Com-Indoor-LF+HIDPGEECCExCZ10			Com-Indoor-LF+HIDSCEECCExCZ10			Com-Indoor-LF+HIDSDGECCExCZ10


			Exterior/None - Education - Community College - 11			Education - Community College			11			Exterior/None			Com-Indoor-LF+HID			Ex			ECC			CZ11			Wtd			PGE			1			1			0			0.487			2420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ11			Com-Indoor-LF+HIDSCEECCExCZ11			Com-Indoor-LF+HIDSDGECCExCZ11


			Exterior/None - Education - Community College - 12			Education - Community College			12			Exterior/None			Com-Indoor-LF+HID			Ex			ECC			CZ12			Wtd			PGE			1			1			0			0.487			2420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ12			Com-Indoor-LF+HIDSCEECCExCZ12			Com-Indoor-LF+HIDSDGECCExCZ12


			Exterior/None - Education - Community College - 13			Education - Community College			13			Exterior/None			Com-Indoor-LF+HID			Ex			ECC			CZ13			Wtd			PGE			1			1			0			0.022			2420			SCE			1			1			0			0.022			2420			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ13			Com-Indoor-LF+HIDSCEECCExCZ13			Com-Indoor-LF+HIDSDGECCExCZ13


			Exterior/None - Education - Community College - 14			Education - Community College			14			Exterior/None			Com-Indoor-LF+HID			Ex			ECC			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.487			2420			SDG			1			1			0			0.487			2420									Com-Indoor-LF+HIDPGEECCExCZ14			Com-Indoor-LF+HIDSCEECCExCZ14			Com-Indoor-LF+HIDSDGECCExCZ14


			Exterior/None - Education - Community College - 15			Education - Community College			15			Exterior/None			Com-Indoor-LF+HID			Ex			ECC			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.487			2420			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ15			Com-Indoor-LF+HIDSCEECCExCZ15			Com-Indoor-LF+HIDSDGECCExCZ15


			Exterior/None - Education - Community College - 16			Education - Community College			16			Exterior/None			Com-Indoor-LF+HID			Ex			ECC			CZ16			Wtd			PGE			1			1			0			0.487			2420			SCE			1			1			0			0.487			2420			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEECCExCZ16			Com-Indoor-LF+HIDSCEECCExCZ16			Com-Indoor-LF+HIDSDGECCExCZ16


			Exterior/None - Education - Community College - 17			Education - Community College			17			Exterior/None			Com-Indoor-LF+HID			Ex			ECC			IOU			Wtd			PGE			1			1			0			0.455			2420			SCE			1			1			0			0.601			2420			SDG			1			1			0			0.728			2420									Com-Indoor-LF+HIDPGEECCExIOU			Com-Indoor-LF+HIDSCEECCExIOU			Com-Indoor-LF+HIDSDGECCExIOU


			Exterior/None - Education - Primary School - 01			Education - Primary School			01			Exterior/None			Com-Indoor-LF+HID			Ex			EPr			CZ01			Wtd			PGE			1			1			0			0.617			2140			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ01			Com-Indoor-LF+HIDSCEEPrExCZ01			Com-Indoor-LF+HIDSDGEPrExCZ01


			Exterior/None - Education - Primary School - 02			Education - Primary School			02			Exterior/None			Com-Indoor-LF+HID			Ex			EPr			CZ02			Wtd			PGE			1			1			0			0.02			2140			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ02			Com-Indoor-LF+HIDSCEEPrExCZ02			Com-Indoor-LF+HIDSDGEPrExCZ02


			Exterior/None - Education - Primary School - 03			Education - Primary School			03			Exterior/None			Com-Indoor-LF+HID			Ex			EPr			CZ03			Wtd			PGE			1			1			0			0.02			2140			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ03			Com-Indoor-LF+HIDSCEEPrExCZ03			Com-Indoor-LF+HIDSDGEPrExCZ03


			Exterior/None - Education - Primary School - 04			Education - Primary School			04			Exterior/None			Com-Indoor-LF+HID			Ex			EPr			CZ04			Wtd			PGE			1			1			0			0.02			2140			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ04			Com-Indoor-LF+HIDSCEEPrExCZ04			Com-Indoor-LF+HIDSDGEPrExCZ04


			Exterior/None - Education - Primary School - 05			Education - Primary School			05			Exterior/None			Com-Indoor-LF+HID			Ex			EPr			CZ05			Wtd			PGE			1			1			0			0.617			2140			SCE			1			1			0			0.617			2140			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ05			Com-Indoor-LF+HIDSCEEPrExCZ05			Com-Indoor-LF+HIDSDGEPrExCZ05


			Exterior/None - Education - Primary School - 06			Education - Primary School			06			Exterior/None			Com-Indoor-LF+HID			Ex			EPr			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2140			SDG			1			1			0			0.02			2140									Com-Indoor-LF+HIDPGEEPrExCZ06			Com-Indoor-LF+HIDSCEEPrExCZ06			Com-Indoor-LF+HIDSDGEPrExCZ06


			Exterior/None - Education - Primary School - 07			Education - Primary School			07			Exterior/None			Com-Indoor-LF+HID			Ex			EPr			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.617			2140									Com-Indoor-LF+HIDPGEEPrExCZ07			Com-Indoor-LF+HIDSCEEPrExCZ07			Com-Indoor-LF+HIDSDGEPrExCZ07


			Exterior/None - Education - Primary School - 08			Education - Primary School			08			Exterior/None			Com-Indoor-LF+HID			Ex			EPr			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.617			2140			SDG			1			1			0			0.617			2140									Com-Indoor-LF+HIDPGEEPrExCZ08			Com-Indoor-LF+HIDSCEEPrExCZ08			Com-Indoor-LF+HIDSDGEPrExCZ08


			Exterior/None - Education - Primary School - 09			Education - Primary School			09			Exterior/None			Com-Indoor-LF+HID			Ex			EPr			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2140			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ09			Com-Indoor-LF+HIDSCEEPrExCZ09			Com-Indoor-LF+HIDSDGEPrExCZ09


			Exterior/None - Education - Primary School - 10			Education - Primary School			10			Exterior/None			Com-Indoor-LF+HID			Ex			EPr			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2140			SDG			1			1			0			0.02			2140									Com-Indoor-LF+HIDPGEEPrExCZ10			Com-Indoor-LF+HIDSCEEPrExCZ10			Com-Indoor-LF+HIDSDGEPrExCZ10


			Exterior/None - Education - Primary School - 11			Education - Primary School			11			Exterior/None			Com-Indoor-LF+HID			Ex			EPr			CZ11			Wtd			PGE			1			1			0			0.02			2140			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ11			Com-Indoor-LF+HIDSCEEPrExCZ11			Com-Indoor-LF+HIDSDGEPrExCZ11


			Exterior/None - Education - Primary School - 12			Education - Primary School			12			Exterior/None			Com-Indoor-LF+HID			Ex			EPr			CZ12			Wtd			PGE			1			1			0			0.02			2140			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ12			Com-Indoor-LF+HIDSCEEPrExCZ12			Com-Indoor-LF+HIDSDGEPrExCZ12


			Exterior/None - Education - Primary School - 13			Education - Primary School			13			Exterior/None			Com-Indoor-LF+HID			Ex			EPr			CZ13			Wtd			PGE			1			1			0			0.02			2140			SCE			1			1			0			0.02			2140			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ13			Com-Indoor-LF+HIDSCEEPrExCZ13			Com-Indoor-LF+HIDSDGEPrExCZ13


			Exterior/None - Education - Primary School - 14			Education - Primary School			14			Exterior/None			Com-Indoor-LF+HID			Ex			EPr			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2140			SDG			1			1			0			0.02			2140									Com-Indoor-LF+HIDPGEEPrExCZ14			Com-Indoor-LF+HIDSCEEPrExCZ14			Com-Indoor-LF+HIDSDGEPrExCZ14


			Exterior/None - Education - Primary School - 15			Education - Primary School			15			Exterior/None			Com-Indoor-LF+HID			Ex			EPr			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2140			SDG			1			1			0			0.02			2140									Com-Indoor-LF+HIDPGEEPrExCZ15			Com-Indoor-LF+HIDSCEEPrExCZ15			Com-Indoor-LF+HIDSDGEPrExCZ15


			Exterior/None - Education - Primary School - 16			Education - Primary School			16			Exterior/None			Com-Indoor-LF+HID			Ex			EPr			CZ16			Wtd			PGE			1			1			0			0.02			2140			SCE			1			1			0			0.02			2140			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEPrExCZ16			Com-Indoor-LF+HIDSCEEPrExCZ16			Com-Indoor-LF+HIDSDGEPrExCZ16


			Exterior/None - Education - Primary School - 17			Education - Primary School			17			Exterior/None			Com-Indoor-LF+HID			Ex			EPr			IOU			Wtd			PGE			1			1			0			0.038			2140			SCE			1			1			0			0.208			2140			SDG			1			1			0			0.387			2140									Com-Indoor-LF+HIDPGEEPrExIOU			Com-Indoor-LF+HIDSCEEPrExIOU			Com-Indoor-LF+HIDSDGEPrExIOU


			Exterior/None - Education - Relocatable Classroom - 01			Education - Relocatable Classroom			01			Exterior/None			Com-Indoor-LF+HID			Ex			ERC			CZ01			Wtd			PGE			1			1			0			0.702			2480			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ01			Com-Indoor-LF+HIDSCEERCExCZ01			Com-Indoor-LF+HIDSDGERCExCZ01


			Exterior/None - Education - Relocatable Classroom - 02			Education - Relocatable Classroom			02			Exterior/None			Com-Indoor-LF+HID			Ex			ERC			CZ02			Wtd			PGE			1			1			0			0.02			2480			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ02			Com-Indoor-LF+HIDSCEERCExCZ02			Com-Indoor-LF+HIDSDGERCExCZ02


			Exterior/None - Education - Relocatable Classroom - 03			Education - Relocatable Classroom			03			Exterior/None			Com-Indoor-LF+HID			Ex			ERC			CZ03			Wtd			PGE			1			1			0			0.02			2480			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ03			Com-Indoor-LF+HIDSCEERCExCZ03			Com-Indoor-LF+HIDSDGERCExCZ03


			Exterior/None - Education - Relocatable Classroom - 04			Education - Relocatable Classroom			04			Exterior/None			Com-Indoor-LF+HID			Ex			ERC			CZ04			Wtd			PGE			1			1			0			0.02			2480			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ04			Com-Indoor-LF+HIDSCEERCExCZ04			Com-Indoor-LF+HIDSDGERCExCZ04


			Exterior/None - Education - Relocatable Classroom - 05			Education - Relocatable Classroom			05			Exterior/None			Com-Indoor-LF+HID			Ex			ERC			CZ05			Wtd			PGE			1			1			0			0.702			2480			SCE			1			1			0			0.702			2480			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ05			Com-Indoor-LF+HIDSCEERCExCZ05			Com-Indoor-LF+HIDSDGERCExCZ05


			Exterior/None - Education - Relocatable Classroom - 06			Education - Relocatable Classroom			06			Exterior/None			Com-Indoor-LF+HID			Ex			ERC			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2480			SDG			1			1			0			0.02			2480									Com-Indoor-LF+HIDPGEERCExCZ06			Com-Indoor-LF+HIDSCEERCExCZ06			Com-Indoor-LF+HIDSDGERCExCZ06


			Exterior/None - Education - Relocatable Classroom - 07			Education - Relocatable Classroom			07			Exterior/None			Com-Indoor-LF+HID			Ex			ERC			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.702			2480									Com-Indoor-LF+HIDPGEERCExCZ07			Com-Indoor-LF+HIDSCEERCExCZ07			Com-Indoor-LF+HIDSDGERCExCZ07


			Exterior/None - Education - Relocatable Classroom - 08			Education - Relocatable Classroom			08			Exterior/None			Com-Indoor-LF+HID			Ex			ERC			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.702			2480			SDG			1			1			0			0.702			2480									Com-Indoor-LF+HIDPGEERCExCZ08			Com-Indoor-LF+HIDSCEERCExCZ08			Com-Indoor-LF+HIDSDGERCExCZ08


			Exterior/None - Education - Relocatable Classroom - 09			Education - Relocatable Classroom			09			Exterior/None			Com-Indoor-LF+HID			Ex			ERC			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2480			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ09			Com-Indoor-LF+HIDSCEERCExCZ09			Com-Indoor-LF+HIDSDGERCExCZ09


			Exterior/None - Education - Relocatable Classroom - 10			Education - Relocatable Classroom			10			Exterior/None			Com-Indoor-LF+HID			Ex			ERC			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2480			SDG			1			1			0			0.02			2480									Com-Indoor-LF+HIDPGEERCExCZ10			Com-Indoor-LF+HIDSCEERCExCZ10			Com-Indoor-LF+HIDSDGERCExCZ10


			Exterior/None - Education - Relocatable Classroom - 11			Education - Relocatable Classroom			11			Exterior/None			Com-Indoor-LF+HID			Ex			ERC			CZ11			Wtd			PGE			1			1			0			0.02			2480			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ11			Com-Indoor-LF+HIDSCEERCExCZ11			Com-Indoor-LF+HIDSDGERCExCZ11


			Exterior/None - Education - Relocatable Classroom - 12			Education - Relocatable Classroom			12			Exterior/None			Com-Indoor-LF+HID			Ex			ERC			CZ12			Wtd			PGE			1			1			0			0.02			2480			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ12			Com-Indoor-LF+HIDSCEERCExCZ12			Com-Indoor-LF+HIDSDGERCExCZ12


			Exterior/None - Education - Relocatable Classroom - 13			Education - Relocatable Classroom			13			Exterior/None			Com-Indoor-LF+HID			Ex			ERC			CZ13			Wtd			PGE			1			1			0			0.02			2480			SCE			1			1			0			0.02			2480			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ13			Com-Indoor-LF+HIDSCEERCExCZ13			Com-Indoor-LF+HIDSDGERCExCZ13


			Exterior/None - Education - Relocatable Classroom - 14			Education - Relocatable Classroom			14			Exterior/None			Com-Indoor-LF+HID			Ex			ERC			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2480			SDG			1			1			0			0.02			2480									Com-Indoor-LF+HIDPGEERCExCZ14			Com-Indoor-LF+HIDSCEERCExCZ14			Com-Indoor-LF+HIDSDGERCExCZ14


			Exterior/None - Education - Relocatable Classroom - 15			Education - Relocatable Classroom			15			Exterior/None			Com-Indoor-LF+HID			Ex			ERC			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2480			SDG			1			1			0			0.02			2480									Com-Indoor-LF+HIDPGEERCExCZ15			Com-Indoor-LF+HIDSCEERCExCZ15			Com-Indoor-LF+HIDSDGERCExCZ15


			Exterior/None - Education - Relocatable Classroom - 16			Education - Relocatable Classroom			16			Exterior/None			Com-Indoor-LF+HID			Ex			ERC			CZ16			Wtd			PGE			1			1			0			0.02			2480			SCE			1			1			0			0.02			2480			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEERCExCZ16			Com-Indoor-LF+HIDSCEERCExCZ16			Com-Indoor-LF+HIDSDGERCExCZ16


			Exterior/None - Education - Relocatable Classroom - 17			Education - Relocatable Classroom			17			Exterior/None			Com-Indoor-LF+HID			Ex			ERC			IOU			Wtd			PGE			1			1			0			0.0406			2480			SCE			1			1			0			0.235			2480			SDG			1			1			0			0.439			2480									Com-Indoor-LF+HIDPGEERCExIOU			Com-Indoor-LF+HIDSCEERCExIOU			Com-Indoor-LF+HIDSDGERCExIOU


			Exterior/None - Education - Secondary School - 01			Education - Secondary School			01			Exterior/None			Com-Indoor-LF+HID			Ex			ESe			CZ01			Wtd			PGE			1			1			0			0.709			2280			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ01			Com-Indoor-LF+HIDSCEESeExCZ01			Com-Indoor-LF+HIDSDGESeExCZ01


			Exterior/None - Education - Secondary School - 02			Education - Secondary School			02			Exterior/None			Com-Indoor-LF+HID			Ex			ESe			CZ02			Wtd			PGE			1			1			0			0.02			2280			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ02			Com-Indoor-LF+HIDSCEESeExCZ02			Com-Indoor-LF+HIDSDGESeExCZ02


			Exterior/None - Education - Secondary School - 03			Education - Secondary School			03			Exterior/None			Com-Indoor-LF+HID			Ex			ESe			CZ03			Wtd			PGE			1			1			0			0.02			2280			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ03			Com-Indoor-LF+HIDSCEESeExCZ03			Com-Indoor-LF+HIDSDGESeExCZ03


			Exterior/None - Education - Secondary School - 04			Education - Secondary School			04			Exterior/None			Com-Indoor-LF+HID			Ex			ESe			CZ04			Wtd			PGE			1			1			0			0.02			2280			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ04			Com-Indoor-LF+HIDSCEESeExCZ04			Com-Indoor-LF+HIDSDGESeExCZ04


			Exterior/None - Education - Secondary School - 05			Education - Secondary School			05			Exterior/None			Com-Indoor-LF+HID			Ex			ESe			CZ05			Wtd			PGE			1			1			0			0.709			2280			SCE			1			1			0			0.709			2280			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ05			Com-Indoor-LF+HIDSCEESeExCZ05			Com-Indoor-LF+HIDSDGESeExCZ05


			Exterior/None - Education - Secondary School - 06			Education - Secondary School			06			Exterior/None			Com-Indoor-LF+HID			Ex			ESe			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2280			SDG			1			1			0			0.02			2280									Com-Indoor-LF+HIDPGEESeExCZ06			Com-Indoor-LF+HIDSCEESeExCZ06			Com-Indoor-LF+HIDSDGESeExCZ06


			Exterior/None - Education - Secondary School - 07			Education - Secondary School			07			Exterior/None			Com-Indoor-LF+HID			Ex			ESe			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.709			2280									Com-Indoor-LF+HIDPGEESeExCZ07			Com-Indoor-LF+HIDSCEESeExCZ07			Com-Indoor-LF+HIDSDGESeExCZ07


			Exterior/None - Education - Secondary School - 08			Education - Secondary School			08			Exterior/None			Com-Indoor-LF+HID			Ex			ESe			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.709			2280			SDG			1			1			0			0.709			2280									Com-Indoor-LF+HIDPGEESeExCZ08			Com-Indoor-LF+HIDSCEESeExCZ08			Com-Indoor-LF+HIDSDGESeExCZ08


			Exterior/None - Education - Secondary School - 09			Education - Secondary School			09			Exterior/None			Com-Indoor-LF+HID			Ex			ESe			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2280			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ09			Com-Indoor-LF+HIDSCEESeExCZ09			Com-Indoor-LF+HIDSDGESeExCZ09


			Exterior/None - Education - Secondary School - 10			Education - Secondary School			10			Exterior/None			Com-Indoor-LF+HID			Ex			ESe			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2280			SDG			1			1			0			0.02			2280									Com-Indoor-LF+HIDPGEESeExCZ10			Com-Indoor-LF+HIDSCEESeExCZ10			Com-Indoor-LF+HIDSDGESeExCZ10


			Exterior/None - Education - Secondary School - 11			Education - Secondary School			11			Exterior/None			Com-Indoor-LF+HID			Ex			ESe			CZ11			Wtd			PGE			1			1			0			0.02			2280			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ11			Com-Indoor-LF+HIDSCEESeExCZ11			Com-Indoor-LF+HIDSDGESeExCZ11


			Exterior/None - Education - Secondary School - 12			Education - Secondary School			12			Exterior/None			Com-Indoor-LF+HID			Ex			ESe			CZ12			Wtd			PGE			1			1			0			0.02			2280			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ12			Com-Indoor-LF+HIDSCEESeExCZ12			Com-Indoor-LF+HIDSDGESeExCZ12


			Exterior/None - Education - Secondary School - 13			Education - Secondary School			13			Exterior/None			Com-Indoor-LF+HID			Ex			ESe			CZ13			Wtd			PGE			1			1			0			0.02			2280			SCE			1			1			0			0.02			2280			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ13			Com-Indoor-LF+HIDSCEESeExCZ13			Com-Indoor-LF+HIDSDGESeExCZ13


			Exterior/None - Education - Secondary School - 14			Education - Secondary School			14			Exterior/None			Com-Indoor-LF+HID			Ex			ESe			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2280			SDG			1			1			0			0.02			2280									Com-Indoor-LF+HIDPGEESeExCZ14			Com-Indoor-LF+HIDSCEESeExCZ14			Com-Indoor-LF+HIDSDGESeExCZ14


			Exterior/None - Education - Secondary School - 15			Education - Secondary School			15			Exterior/None			Com-Indoor-LF+HID			Ex			ESe			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.02			2280			SDG			1			1			0			0.02			2280									Com-Indoor-LF+HIDPGEESeExCZ15			Com-Indoor-LF+HIDSCEESeExCZ15			Com-Indoor-LF+HIDSDGESeExCZ15


			Exterior/None - Education - Secondary School - 16			Education - Secondary School			16			Exterior/None			Com-Indoor-LF+HID			Ex			ESe			CZ16			Wtd			PGE			1			1			0			0.02			2280			SCE			1			1			0			0.02			2280			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEESeExCZ16			Com-Indoor-LF+HIDSCEESeExCZ16			Com-Indoor-LF+HIDSDGESeExCZ16


			Exterior/None - Education - Secondary School - 17			Education - Secondary School			17			Exterior/None			Com-Indoor-LF+HID			Ex			ESe			IOU			Wtd			PGE			1			1			0			0.0408			2280			SCE			1			1			0			0.237			2280			SDG			1			1			0			0.443			2280									Com-Indoor-LF+HIDPGEESeExIOU			Com-Indoor-LF+HIDSCEESeExIOU			Com-Indoor-LF+HIDSDGESeExIOU


			Exterior/None - Education - University - 01			Education - University			01			Exterior/None			Com-Indoor-LF+HID			Ex			EUn			CZ01			Wtd			PGE			1			1			0			0.72			2350			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ01			Com-Indoor-LF+HIDSCEEUnExCZ01			Com-Indoor-LF+HIDSDGEUnExCZ01


			Exterior/None - Education - University - 02			Education - University			02			Exterior/None			Com-Indoor-LF+HID			Ex			EUn			CZ02			Wtd			PGE			1			1			0			0.439			2350			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ02			Com-Indoor-LF+HIDSCEEUnExCZ02			Com-Indoor-LF+HIDSDGEUnExCZ02


			Exterior/None - Education - University - 03			Education - University			03			Exterior/None			Com-Indoor-LF+HID			Ex			EUn			CZ03			Wtd			PGE			1			1			0			0.439			2350			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ03			Com-Indoor-LF+HIDSCEEUnExCZ03			Com-Indoor-LF+HIDSDGEUnExCZ03


			Exterior/None - Education - University - 04			Education - University			04			Exterior/None			Com-Indoor-LF+HID			Ex			EUn			CZ04			Wtd			PGE			1			1			0			0.439			2350			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ04			Com-Indoor-LF+HIDSCEEUnExCZ04			Com-Indoor-LF+HIDSDGEUnExCZ04


			Exterior/None - Education - University - 05			Education - University			05			Exterior/None			Com-Indoor-LF+HID			Ex			EUn			CZ05			Wtd			PGE			1			1			0			0.72			2350			SCE			1			1			0			0.72			2350			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ05			Com-Indoor-LF+HIDSCEEUnExCZ05			Com-Indoor-LF+HIDSDGEUnExCZ05


			Exterior/None - Education - University - 06			Education - University			06			Exterior/None			Com-Indoor-LF+HID			Ex			EUn			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.439			2350			SDG			1			1			0			0.439			2350									Com-Indoor-LF+HIDPGEEUnExCZ06			Com-Indoor-LF+HIDSCEEUnExCZ06			Com-Indoor-LF+HIDSDGEUnExCZ06


			Exterior/None - Education - University - 07			Education - University			07			Exterior/None			Com-Indoor-LF+HID			Ex			EUn			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.72			2350									Com-Indoor-LF+HIDPGEEUnExCZ07			Com-Indoor-LF+HIDSCEEUnExCZ07			Com-Indoor-LF+HIDSDGEUnExCZ07


			Exterior/None - Education - University - 08			Education - University			08			Exterior/None			Com-Indoor-LF+HID			Ex			EUn			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.72			2350			SDG			1			1			0			0.72			2350									Com-Indoor-LF+HIDPGEEUnExCZ08			Com-Indoor-LF+HIDSCEEUnExCZ08			Com-Indoor-LF+HIDSDGEUnExCZ08


			Exterior/None - Education - University - 09			Education - University			09			Exterior/None			Com-Indoor-LF+HID			Ex			EUn			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.439			2350			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ09			Com-Indoor-LF+HIDSCEEUnExCZ09			Com-Indoor-LF+HIDSDGEUnExCZ09


			Exterior/None - Education - University - 10			Education - University			10			Exterior/None			Com-Indoor-LF+HID			Ex			EUn			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.439			2350			SDG			1			1			0			0.439			2350									Com-Indoor-LF+HIDPGEEUnExCZ10			Com-Indoor-LF+HIDSCEEUnExCZ10			Com-Indoor-LF+HIDSDGEUnExCZ10


			Exterior/None - Education - University - 11			Education - University			11			Exterior/None			Com-Indoor-LF+HID			Ex			EUn			CZ11			Wtd			PGE			1			1			0			0.439			2350			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ11			Com-Indoor-LF+HIDSCEEUnExCZ11			Com-Indoor-LF+HIDSDGEUnExCZ11


			Exterior/None - Education - University - 12			Education - University			12			Exterior/None			Com-Indoor-LF+HID			Ex			EUn			CZ12			Wtd			PGE			1			1			0			0.439			2350			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ12			Com-Indoor-LF+HIDSCEEUnExCZ12			Com-Indoor-LF+HIDSDGEUnExCZ12


			Exterior/None - Education - University - 13			Education - University			13			Exterior/None			Com-Indoor-LF+HID			Ex			EUn			CZ13			Wtd			PGE			1			1			0			0.034			2350			SCE			1			1			0			0.034			2350			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ13			Com-Indoor-LF+HIDSCEEUnExCZ13			Com-Indoor-LF+HIDSDGEUnExCZ13


			Exterior/None - Education - University - 14			Education - University			14			Exterior/None			Com-Indoor-LF+HID			Ex			EUn			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.439			2350			SDG			1			1			0			0.439			2350									Com-Indoor-LF+HIDPGEEUnExCZ14			Com-Indoor-LF+HIDSCEEUnExCZ14			Com-Indoor-LF+HIDSDGEUnExCZ14


			Exterior/None - Education - University - 15			Education - University			15			Exterior/None			Com-Indoor-LF+HID			Ex			EUn			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.439			2350			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ15			Com-Indoor-LF+HIDSCEEUnExCZ15			Com-Indoor-LF+HIDSDGEUnExCZ15


			Exterior/None - Education - University - 16			Education - University			16			Exterior/None			Com-Indoor-LF+HID			Ex			EUn			CZ16			Wtd			PGE			1			1			0			0.439			2350			SCE			1			1			0			0.439			2350			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEEUnExCZ16			Com-Indoor-LF+HIDSCEEUnExCZ16			Com-Indoor-LF+HIDSDGEUnExCZ16


			Exterior/None - Education - University - 17			Education - University			17			Exterior/None			Com-Indoor-LF+HID			Ex			EUn			IOU			Wtd			PGE			1			1			0			0.411			2350			SCE			1			1			0			0.54			2350			SDG			1			1			0			0.651			2350									Com-Indoor-LF+HIDPGEEUnExIOU			Com-Indoor-LF+HIDSCEEUnExIOU			Com-Indoor-LF+HIDSDGEUnExIOU


			Exterior/None - Food Store - 01			Food Store			01			Exterior/None			Com-Indoor-LF+HID			Ex			Fst			CZ01			Wtd			PGE			1			1			0			0.7825			4145			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ01			Com-Indoor-LF+HIDSCEFstExCZ01			Com-Indoor-LF+HIDSDGFstExCZ01


			Exterior/None - Food Store - 02			Food Store			02			Exterior/None			Com-Indoor-LF+HID			Ex			Fst			CZ02			Wtd			PGE			1			1			0			0.7825			4145			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ02			Com-Indoor-LF+HIDSCEFstExCZ02			Com-Indoor-LF+HIDSDGFstExCZ02


			Exterior/None - Food Store - 03			Food Store			03			Exterior/None			Com-Indoor-LF+HID			Ex			Fst			CZ03			Wtd			PGE			1			1			0			0.7825			4145			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ03			Com-Indoor-LF+HIDSCEFstExCZ03			Com-Indoor-LF+HIDSDGFstExCZ03


			Exterior/None - Food Store - 04			Food Store			04			Exterior/None			Com-Indoor-LF+HID			Ex			Fst			CZ04			Wtd			PGE			1			1			0			0.7825			4145			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ04			Com-Indoor-LF+HIDSCEFstExCZ04			Com-Indoor-LF+HIDSDGFstExCZ04


			Exterior/None - Food Store - 05			Food Store			05			Exterior/None			Com-Indoor-LF+HID			Ex			Fst			CZ05			Wtd			PGE			1			1			0			0.7825			4145			SCE			1			1			0			0.7825			4145			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ05			Com-Indoor-LF+HIDSCEFstExCZ05			Com-Indoor-LF+HIDSDGFstExCZ05


			Exterior/None - Food Store - 06			Food Store			06			Exterior/None			Com-Indoor-LF+HID			Ex			Fst			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7825			4145			SDG			1			1			0			0.7825			4145									Com-Indoor-LF+HIDPGEFstExCZ06			Com-Indoor-LF+HIDSCEFstExCZ06			Com-Indoor-LF+HIDSDGFstExCZ06


			Exterior/None - Food Store - 07			Food Store			07			Exterior/None			Com-Indoor-LF+HID			Ex			Fst			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.7825			4145									Com-Indoor-LF+HIDPGEFstExCZ07			Com-Indoor-LF+HIDSCEFstExCZ07			Com-Indoor-LF+HIDSDGFstExCZ07


			Exterior/None - Food Store - 08			Food Store			08			Exterior/None			Com-Indoor-LF+HID			Ex			Fst			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7825			4145			SDG			1			1			0			0.7825			4145									Com-Indoor-LF+HIDPGEFstExCZ08			Com-Indoor-LF+HIDSCEFstExCZ08			Com-Indoor-LF+HIDSDGFstExCZ08


			Exterior/None - Food Store - 09			Food Store			09			Exterior/None			Com-Indoor-LF+HID			Ex			Fst			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7825			4145			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ09			Com-Indoor-LF+HIDSCEFstExCZ09			Com-Indoor-LF+HIDSDGFstExCZ09


			Exterior/None - Food Store - 10			Food Store			10			Exterior/None			Com-Indoor-LF+HID			Ex			Fst			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7825			4145			SDG			1			1			0			0.7825			4145									Com-Indoor-LF+HIDPGEFstExCZ10			Com-Indoor-LF+HIDSCEFstExCZ10			Com-Indoor-LF+HIDSDGFstExCZ10


			Exterior/None - Food Store - 11			Food Store			11			Exterior/None			Com-Indoor-LF+HID			Ex			Fst			CZ11			Wtd			PGE			1			1			0			0.7825			4145			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ11			Com-Indoor-LF+HIDSCEFstExCZ11			Com-Indoor-LF+HIDSDGFstExCZ11


			Exterior/None - Food Store - 12			Food Store			12			Exterior/None			Com-Indoor-LF+HID			Ex			Fst			CZ12			Wtd			PGE			1			1			0			0.7825			4145			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ12			Com-Indoor-LF+HIDSCEFstExCZ12			Com-Indoor-LF+HIDSDGFstExCZ12


			Exterior/None - Food Store - 13			Food Store			13			Exterior/None			Com-Indoor-LF+HID			Ex			Fst			CZ13			Wtd			PGE			1			1			0			0.7825			4145			SCE			1			1			0			0.7825			4145			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ13			Com-Indoor-LF+HIDSCEFstExCZ13			Com-Indoor-LF+HIDSDGFstExCZ13


			Exterior/None - Food Store - 14			Food Store			14			Exterior/None			Com-Indoor-LF+HID			Ex			Fst			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7825			4145			SDG			1			1			0			0.7825			4145									Com-Indoor-LF+HIDPGEFstExCZ14			Com-Indoor-LF+HIDSCEFstExCZ14			Com-Indoor-LF+HIDSDGFstExCZ14


			Exterior/None - Food Store - 15			Food Store			15			Exterior/None			Com-Indoor-LF+HID			Ex			Fst			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7825			4145			SDG			1			1			0			0.7825			4145									Com-Indoor-LF+HIDPGEFstExCZ15			Com-Indoor-LF+HIDSCEFstExCZ15			Com-Indoor-LF+HIDSDGFstExCZ15


			Exterior/None - Food Store - 16			Food Store			16			Exterior/None			Com-Indoor-LF+HID			Ex			Fst			CZ16			Wtd			PGE			1			1			0			0.7825			4145			SCE			1			1			0			0.7825			4145			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEFstExCZ16			Com-Indoor-LF+HIDSCEFstExCZ16			Com-Indoor-LF+HIDSDGFstExCZ16


			Exterior/None - Food Store - 17			Food Store			17			Exterior/None			Com-Indoor-LF+HID			Ex			Fst			IOU			Wtd			PGE			1			1			0			0.7825			4145			SCE			1			1			0			0.7825			4145			SDG			1			1			0			0.7825			4145									Com-Indoor-LF+HIDPGEFstExIOU			Com-Indoor-LF+HIDSCEFstExIOU			Com-Indoor-LF+HIDSDGFstExIOU


			Exterior/None - Grocery - 01			Grocery			01			Exterior/None			Com-Indoor-LF+HID			Ex			Gro			CZ01			Wtd			PGE			1			1			0			0.69			4910			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ01			Com-Indoor-LF+HIDSCEGroExCZ01			Com-Indoor-LF+HIDSDGGroExCZ01


			Exterior/None - Grocery - 02			Grocery			02			Exterior/None			Com-Indoor-LF+HID			Ex			Gro			CZ02			Wtd			PGE			1			1			0			0.69			4910			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ02			Com-Indoor-LF+HIDSCEGroExCZ02			Com-Indoor-LF+HIDSDGGroExCZ02


			Exterior/None - Grocery - 03			Grocery			03			Exterior/None			Com-Indoor-LF+HID			Ex			Gro			CZ03			Wtd			PGE			1			1			0			0.69			4910			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ03			Com-Indoor-LF+HIDSCEGroExCZ03			Com-Indoor-LF+HIDSDGGroExCZ03


			Exterior/None - Grocery - 04			Grocery			04			Exterior/None			Com-Indoor-LF+HID			Ex			Gro			CZ04			Wtd			PGE			1			1			0			0.69			4910			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ04			Com-Indoor-LF+HIDSCEGroExCZ04			Com-Indoor-LF+HIDSDGGroExCZ04


			Exterior/None - Grocery - 05			Grocery			05			Exterior/None			Com-Indoor-LF+HID			Ex			Gro			CZ05			Wtd			PGE			1			1			0			0.69			4910			SCE			1			1			0			0.69			4910			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ05			Com-Indoor-LF+HIDSCEGroExCZ05			Com-Indoor-LF+HIDSDGGroExCZ05


			Exterior/None - Grocery - 06			Grocery			06			Exterior/None			Com-Indoor-LF+HID			Ex			Gro			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.69			4910			SDG			1			1			0			0.69			4910									Com-Indoor-LF+HIDPGEGroExCZ06			Com-Indoor-LF+HIDSCEGroExCZ06			Com-Indoor-LF+HIDSDGGroExCZ06


			Exterior/None - Grocery - 07			Grocery			07			Exterior/None			Com-Indoor-LF+HID			Ex			Gro			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.69			4910									Com-Indoor-LF+HIDPGEGroExCZ07			Com-Indoor-LF+HIDSCEGroExCZ07			Com-Indoor-LF+HIDSDGGroExCZ07


			Exterior/None - Grocery - 08			Grocery			08			Exterior/None			Com-Indoor-LF+HID			Ex			Gro			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.69			4910			SDG			1			1			0			0.69			4910									Com-Indoor-LF+HIDPGEGroExCZ08			Com-Indoor-LF+HIDSCEGroExCZ08			Com-Indoor-LF+HIDSDGGroExCZ08


			Exterior/None - Grocery - 09			Grocery			09			Exterior/None			Com-Indoor-LF+HID			Ex			Gro			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.69			4910			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ09			Com-Indoor-LF+HIDSCEGroExCZ09			Com-Indoor-LF+HIDSDGGroExCZ09


			Exterior/None - Grocery - 10			Grocery			10			Exterior/None			Com-Indoor-LF+HID			Ex			Gro			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.69			4910			SDG			1			1			0			0.69			4910									Com-Indoor-LF+HIDPGEGroExCZ10			Com-Indoor-LF+HIDSCEGroExCZ10			Com-Indoor-LF+HIDSDGGroExCZ10


			Exterior/None - Grocery - 11			Grocery			11			Exterior/None			Com-Indoor-LF+HID			Ex			Gro			CZ11			Wtd			PGE			1			1			0			0.69			4910			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ11			Com-Indoor-LF+HIDSCEGroExCZ11			Com-Indoor-LF+HIDSDGGroExCZ11


			Exterior/None - Grocery - 12			Grocery			12			Exterior/None			Com-Indoor-LF+HID			Ex			Gro			CZ12			Wtd			PGE			1			1			0			0.69			4910			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ12			Com-Indoor-LF+HIDSCEGroExCZ12			Com-Indoor-LF+HIDSDGGroExCZ12


			Exterior/None - Grocery - 13			Grocery			13			Exterior/None			Com-Indoor-LF+HID			Ex			Gro			CZ13			Wtd			PGE			1			1			0			0.69			4910			SCE			1			1			0			0.69			4910			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ13			Com-Indoor-LF+HIDSCEGroExCZ13			Com-Indoor-LF+HIDSDGGroExCZ13


			Exterior/None - Grocery - 14			Grocery			14			Exterior/None			Com-Indoor-LF+HID			Ex			Gro			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.69			4910			SDG			1			1			0			0.69			4910									Com-Indoor-LF+HIDPGEGroExCZ14			Com-Indoor-LF+HIDSCEGroExCZ14			Com-Indoor-LF+HIDSDGGroExCZ14


			Exterior/None - Grocery - 15			Grocery			15			Exterior/None			Com-Indoor-LF+HID			Ex			Gro			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.69			4910			SDG			1			1			0			0.69			4910									Com-Indoor-LF+HIDPGEGroExCZ15			Com-Indoor-LF+HIDSCEGroExCZ15			Com-Indoor-LF+HIDSDGGroExCZ15


			Exterior/None - Grocery - 16			Grocery			16			Exterior/None			Com-Indoor-LF+HID			Ex			Gro			CZ16			Wtd			PGE			1			1			0			0.69			4910			SCE			1			1			0			0.69			4910			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGroExCZ16			Com-Indoor-LF+HIDSCEGroExCZ16			Com-Indoor-LF+HIDSDGGroExCZ16


			Exterior/None - Grocery - 17			Grocery			17			Exterior/None			Com-Indoor-LF+HID			Ex			Gro			IOU			Wtd			PGE			1			1			0			0.69			4910			SCE			1			1			0			0.69			4910			SDG			1			1			0			0.69			4910									Com-Indoor-LF+HIDPGEGroExIOU			Com-Indoor-LF+HIDSCEGroExIOU			Com-Indoor-LF+HIDSDGGroExIOU


			Exterior/None - Health/Medical - Clinic - 01			Health/Medical - Clinic			01			Exterior/None			Com-Indoor-LF+HID			Ex			Cli			CZ01			Wtd			PGE			1			1			0			0.685			3375			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGECliExCZ01			Com-Indoor-LF+HIDSCECliExCZ01			Com-Indoor-LF+HIDSDGCliExCZ01


			Exterior/None - Health/Medical - Clinic - 02			Health/Medical - Clinic			02			Exterior/None			Com-Indoor-LF+HID			Ex			Cli			CZ02			Wtd			PGE			1			1			0			0.685			3375			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGECliExCZ02			Com-Indoor-LF+HIDSCECliExCZ02			Com-Indoor-LF+HIDSDGCliExCZ02


			Exterior/None - Health/Medical - Clinic - 03			Health/Medical - Clinic			03			Exterior/None			Com-Indoor-LF+HID			Ex			Cli			CZ03			Wtd			PGE			1			1			0			0.685			3375			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGECliExCZ03			Com-Indoor-LF+HIDSCECliExCZ03			Com-Indoor-LF+HIDSDGCliExCZ03


			Exterior/None - Health/Medical - Clinic - 04			Health/Medical - Clinic			04			Exterior/None			Com-Indoor-LF+HID			Ex			Cli			CZ04			Wtd			PGE			1			1			0			0.685			3375			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGECliExCZ04			Com-Indoor-LF+HIDSCECliExCZ04			Com-Indoor-LF+HIDSDGCliExCZ04


			Exterior/None - Health/Medical - Clinic - 05			Health/Medical - Clinic			05			Exterior/None			Com-Indoor-LF+HID			Ex			Cli			CZ05			Wtd			PGE			1			1			0			0.685			3375			SCE			1			1			0			0.685			3375			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGECliExCZ05			Com-Indoor-LF+HIDSCECliExCZ05			Com-Indoor-LF+HIDSDGCliExCZ05


			Exterior/None - Health/Medical - Clinic - 06			Health/Medical - Clinic			06			Exterior/None			Com-Indoor-LF+HID			Ex			Cli			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.685			3375			SDG			1			1			0			0.685			3375									Com-Indoor-LF+HIDPGECliExCZ06			Com-Indoor-LF+HIDSCECliExCZ06			Com-Indoor-LF+HIDSDGCliExCZ06


			Exterior/None - Health/Medical - Clinic - 07			Health/Medical - Clinic			07			Exterior/None			Com-Indoor-LF+HID			Ex			Cli			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.685			3375									Com-Indoor-LF+HIDPGECliExCZ07			Com-Indoor-LF+HIDSCECliExCZ07			Com-Indoor-LF+HIDSDGCliExCZ07


			Exterior/None - Health/Medical - Clinic - 08			Health/Medical - Clinic			08			Exterior/None			Com-Indoor-LF+HID			Ex			Cli			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.685			3375			SDG			1			1			0			0.685			3375									Com-Indoor-LF+HIDPGECliExCZ08			Com-Indoor-LF+HIDSCECliExCZ08			Com-Indoor-LF+HIDSDGCliExCZ08


			Exterior/None - Health/Medical - Clinic - 09			Health/Medical - Clinic			09			Exterior/None			Com-Indoor-LF+HID			Ex			Cli			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.685			3375			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGECliExCZ09			Com-Indoor-LF+HIDSCECliExCZ09			Com-Indoor-LF+HIDSDGCliExCZ09


			Exterior/None - Health/Medical - Clinic - 10			Health/Medical - Clinic			10			Exterior/None			Com-Indoor-LF+HID			Ex			Cli			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.685			3375			SDG			1			1			0			0.685			3375									Com-Indoor-LF+HIDPGECliExCZ10			Com-Indoor-LF+HIDSCECliExCZ10			Com-Indoor-LF+HIDSDGCliExCZ10


			Exterior/None - Health/Medical - Clinic - 11			Health/Medical - Clinic			11			Exterior/None			Com-Indoor-LF+HID			Ex			Cli			CZ11			Wtd			PGE			1			1			0			0.685			3375			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGECliExCZ11			Com-Indoor-LF+HIDSCECliExCZ11			Com-Indoor-LF+HIDSDGCliExCZ11


			Exterior/None - Health/Medical - Clinic - 12			Health/Medical - Clinic			12			Exterior/None			Com-Indoor-LF+HID			Ex			Cli			CZ12			Wtd			PGE			1			1			0			0.685			3375			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGECliExCZ12			Com-Indoor-LF+HIDSCECliExCZ12			Com-Indoor-LF+HIDSDGCliExCZ12


			Exterior/None - Health/Medical - Clinic - 13			Health/Medical - Clinic			13			Exterior/None			Com-Indoor-LF+HID			Ex			Cli			CZ13			Wtd			PGE			1			1			0			0.685			3375			SCE			1			1			0			0.685			3375			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGECliExCZ13			Com-Indoor-LF+HIDSCECliExCZ13			Com-Indoor-LF+HIDSDGCliExCZ13


			Exterior/None - Health/Medical - Clinic - 14			Health/Medical - Clinic			14			Exterior/None			Com-Indoor-LF+HID			Ex			Cli			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.685			3375			SDG			1			1			0			0.685			3375									Com-Indoor-LF+HIDPGECliExCZ14			Com-Indoor-LF+HIDSCECliExCZ14			Com-Indoor-LF+HIDSDGCliExCZ14


			Exterior/None - Health/Medical - Clinic - 15			Health/Medical - Clinic			15			Exterior/None			Com-Indoor-LF+HID			Ex			Cli			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.685			3375			SDG			1			1			0			0.3465			1295									Com-Indoor-LF+HIDPGECliExCZ15			Com-Indoor-LF+HIDSCECliExCZ15			Com-Indoor-LF+HIDSDGCliExCZ15


			Exterior/None - Health/Medical - Clinic - 16			Health/Medical - Clinic			16			Exterior/None			Com-Indoor-LF+HID			Ex			Cli			CZ16			Wtd			PGE			1			1			0			0.685			3375			SCE			1			1			0			0.685			3375			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGECliExCZ16			Com-Indoor-LF+HIDSCECliExCZ16			Com-Indoor-LF+HIDSDGCliExCZ16


			Exterior/None - Health/Medical - Clinic - 17			Health/Medical - Clinic			17			Exterior/None			Com-Indoor-LF+HID			Ex			Cli			IOU			Wtd			PGE			1			1			0			0.685			3375			SCE			1			1			0			0.685			3375			SDG			1			1			0			0.685			3375									Com-Indoor-LF+HIDPGECliExIOU			Com-Indoor-LF+HIDSCECliExIOU			Com-Indoor-LF+HIDSDGCliExIOU


			Exterior/None - Health/Medical - Hospital - 01			Health/Medical - Hospital			01			Exterior/None			Com-Indoor-LF+HID			Ex			Hsp			CZ01			Wtd			PGE			1			1			0			0.827			5260			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ01			Com-Indoor-LF+HIDSCEHspExCZ01			Com-Indoor-LF+HIDSDGHspExCZ01


			Exterior/None - Health/Medical - Hospital - 02			Health/Medical - Hospital			02			Exterior/None			Com-Indoor-LF+HID			Ex			Hsp			CZ02			Wtd			PGE			1			1			0			0.827			5260			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ02			Com-Indoor-LF+HIDSCEHspExCZ02			Com-Indoor-LF+HIDSDGHspExCZ02


			Exterior/None - Health/Medical - Hospital - 03			Health/Medical - Hospital			03			Exterior/None			Com-Indoor-LF+HID			Ex			Hsp			CZ03			Wtd			PGE			1			1			0			0.827			5260			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ03			Com-Indoor-LF+HIDSCEHspExCZ03			Com-Indoor-LF+HIDSDGHspExCZ03


			Exterior/None - Health/Medical - Hospital - 04			Health/Medical - Hospital			04			Exterior/None			Com-Indoor-LF+HID			Ex			Hsp			CZ04			Wtd			PGE			1			1			0			0.827			5260			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ04			Com-Indoor-LF+HIDSCEHspExCZ04			Com-Indoor-LF+HIDSDGHspExCZ04


			Exterior/None - Health/Medical - Hospital - 05			Health/Medical - Hospital			05			Exterior/None			Com-Indoor-LF+HID			Ex			Hsp			CZ05			Wtd			PGE			1			1			0			0.827			5260			SCE			1			1			0			0.827			5260			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ05			Com-Indoor-LF+HIDSCEHspExCZ05			Com-Indoor-LF+HIDSDGHspExCZ05


			Exterior/None - Health/Medical - Hospital - 06			Health/Medical - Hospital			06			Exterior/None			Com-Indoor-LF+HID			Ex			Hsp			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.827			5260			SDG			1			1			0			0.827			5260									Com-Indoor-LF+HIDPGEHspExCZ06			Com-Indoor-LF+HIDSCEHspExCZ06			Com-Indoor-LF+HIDSDGHspExCZ06


			Exterior/None - Health/Medical - Hospital - 07			Health/Medical - Hospital			07			Exterior/None			Com-Indoor-LF+HID			Ex			Hsp			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.827			5260									Com-Indoor-LF+HIDPGEHspExCZ07			Com-Indoor-LF+HIDSCEHspExCZ07			Com-Indoor-LF+HIDSDGHspExCZ07


			Exterior/None - Health/Medical - Hospital - 08			Health/Medical - Hospital			08			Exterior/None			Com-Indoor-LF+HID			Ex			Hsp			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.827			5260			SDG			1			1			0			0.827			5260									Com-Indoor-LF+HIDPGEHspExCZ08			Com-Indoor-LF+HIDSCEHspExCZ08			Com-Indoor-LF+HIDSDGHspExCZ08


			Exterior/None - Health/Medical - Hospital - 09			Health/Medical - Hospital			09			Exterior/None			Com-Indoor-LF+HID			Ex			Hsp			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.827			5260			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ09			Com-Indoor-LF+HIDSCEHspExCZ09			Com-Indoor-LF+HIDSDGHspExCZ09


			Exterior/None - Health/Medical - Hospital - 10			Health/Medical - Hospital			10			Exterior/None			Com-Indoor-LF+HID			Ex			Hsp			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.827			5260			SDG			1			1			0			0.827			5260									Com-Indoor-LF+HIDPGEHspExCZ10			Com-Indoor-LF+HIDSCEHspExCZ10			Com-Indoor-LF+HIDSDGHspExCZ10


			Exterior/None - Health/Medical - Hospital - 11			Health/Medical - Hospital			11			Exterior/None			Com-Indoor-LF+HID			Ex			Hsp			CZ11			Wtd			PGE			1			1			0			0.827			5260			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ11			Com-Indoor-LF+HIDSCEHspExCZ11			Com-Indoor-LF+HIDSDGHspExCZ11


			Exterior/None - Health/Medical - Hospital - 12			Health/Medical - Hospital			12			Exterior/None			Com-Indoor-LF+HID			Ex			Hsp			CZ12			Wtd			PGE			1			1			0			0.827			5260			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ12			Com-Indoor-LF+HIDSCEHspExCZ12			Com-Indoor-LF+HIDSDGHspExCZ12


			Exterior/None - Health/Medical - Hospital - 13			Health/Medical - Hospital			13			Exterior/None			Com-Indoor-LF+HID			Ex			Hsp			CZ13			Wtd			PGE			1			1			0			0.827			5260			SCE			1			1			0			0.827			5260			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ13			Com-Indoor-LF+HIDSCEHspExCZ13			Com-Indoor-LF+HIDSDGHspExCZ13


			Exterior/None - Health/Medical - Hospital - 14			Health/Medical - Hospital			14			Exterior/None			Com-Indoor-LF+HID			Ex			Hsp			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.827			5260			SDG			1			1			0			0.827			5260									Com-Indoor-LF+HIDPGEHspExCZ14			Com-Indoor-LF+HIDSCEHspExCZ14			Com-Indoor-LF+HIDSDGHspExCZ14


			Exterior/None - Health/Medical - Hospital - 15			Health/Medical - Hospital			15			Exterior/None			Com-Indoor-LF+HID			Ex			Hsp			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.827			5260			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ15			Com-Indoor-LF+HIDSCEHspExCZ15			Com-Indoor-LF+HIDSDGHspExCZ15


			Exterior/None - Health/Medical - Hospital - 16			Health/Medical - Hospital			16			Exterior/None			Com-Indoor-LF+HID			Ex			Hsp			CZ16			Wtd			PGE			1			1			0			0.827			5260			SCE			1			1			0			0.827			5260			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHspExCZ16			Com-Indoor-LF+HIDSCEHspExCZ16			Com-Indoor-LF+HIDSDGHspExCZ16


			Exterior/None - Health/Medical - Hospital - 17			Health/Medical - Hospital			17			Exterior/None			Com-Indoor-LF+HID			Ex			Hsp			IOU			Wtd			PGE			1			1			0			0.827			5260			SCE			1			1			0			0.827			5260			SDG			1			1			0			0.827			5260									Com-Indoor-LF+HIDPGEHspExIOU			Com-Indoor-LF+HIDSCEHspExIOU			Com-Indoor-LF+HIDSDGHspExIOU


			Exterior/None - Health/Medical - Nursing Home - 01			Health/Medical - Nursing Home			01			Exterior/None			Com-Indoor-LF+HID			Ex			Nrs			CZ01			Wtd			PGE			1			1			0			0.677			4160			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ01			Com-Indoor-LF+HIDSCENrsExCZ01			Com-Indoor-LF+HIDSDGNrsExCZ01


			Exterior/None - Health/Medical - Nursing Home - 02			Health/Medical - Nursing Home			02			Exterior/None			Com-Indoor-LF+HID			Ex			Nrs			CZ02			Wtd			PGE			1			1			0			0.677			4160			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ02			Com-Indoor-LF+HIDSCENrsExCZ02			Com-Indoor-LF+HIDSDGNrsExCZ02


			Exterior/None - Health/Medical - Nursing Home - 03			Health/Medical - Nursing Home			03			Exterior/None			Com-Indoor-LF+HID			Ex			Nrs			CZ03			Wtd			PGE			1			1			0			0.677			4160			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ03			Com-Indoor-LF+HIDSCENrsExCZ03			Com-Indoor-LF+HIDSDGNrsExCZ03


			Exterior/None - Health/Medical - Nursing Home - 04			Health/Medical - Nursing Home			04			Exterior/None			Com-Indoor-LF+HID			Ex			Nrs			CZ04			Wtd			PGE			1			1			0			0.677			4160			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ04			Com-Indoor-LF+HIDSCENrsExCZ04			Com-Indoor-LF+HIDSDGNrsExCZ04


			Exterior/None - Health/Medical - Nursing Home - 05			Health/Medical - Nursing Home			05			Exterior/None			Com-Indoor-LF+HID			Ex			Nrs			CZ05			Wtd			PGE			1			1			0			0.677			4160			SCE			1			1			0			0.677			4160			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ05			Com-Indoor-LF+HIDSCENrsExCZ05			Com-Indoor-LF+HIDSDGNrsExCZ05


			Exterior/None - Health/Medical - Nursing Home - 06			Health/Medical - Nursing Home			06			Exterior/None			Com-Indoor-LF+HID			Ex			Nrs			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.677			4160			SDG			1			1			0			0.677			4160									Com-Indoor-LF+HIDPGENrsExCZ06			Com-Indoor-LF+HIDSCENrsExCZ06			Com-Indoor-LF+HIDSDGNrsExCZ06


			Exterior/None - Health/Medical - Nursing Home - 07			Health/Medical - Nursing Home			07			Exterior/None			Com-Indoor-LF+HID			Ex			Nrs			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.677			4160									Com-Indoor-LF+HIDPGENrsExCZ07			Com-Indoor-LF+HIDSCENrsExCZ07			Com-Indoor-LF+HIDSDGNrsExCZ07


			Exterior/None - Health/Medical - Nursing Home - 08			Health/Medical - Nursing Home			08			Exterior/None			Com-Indoor-LF+HID			Ex			Nrs			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.677			4160			SDG			1			1			0			0.677			4160									Com-Indoor-LF+HIDPGENrsExCZ08			Com-Indoor-LF+HIDSCENrsExCZ08			Com-Indoor-LF+HIDSDGNrsExCZ08


			Exterior/None - Health/Medical - Nursing Home - 09			Health/Medical - Nursing Home			09			Exterior/None			Com-Indoor-LF+HID			Ex			Nrs			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.677			4160			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ09			Com-Indoor-LF+HIDSCENrsExCZ09			Com-Indoor-LF+HIDSDGNrsExCZ09


			Exterior/None - Health/Medical - Nursing Home - 10			Health/Medical - Nursing Home			10			Exterior/None			Com-Indoor-LF+HID			Ex			Nrs			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.677			4160			SDG			1			1			0			0.677			4160									Com-Indoor-LF+HIDPGENrsExCZ10			Com-Indoor-LF+HIDSCENrsExCZ10			Com-Indoor-LF+HIDSDGNrsExCZ10


			Exterior/None - Health/Medical - Nursing Home - 11			Health/Medical - Nursing Home			11			Exterior/None			Com-Indoor-LF+HID			Ex			Nrs			CZ11			Wtd			PGE			1			1			0			0.677			4160			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ11			Com-Indoor-LF+HIDSCENrsExCZ11			Com-Indoor-LF+HIDSDGNrsExCZ11


			Exterior/None - Health/Medical - Nursing Home - 12			Health/Medical - Nursing Home			12			Exterior/None			Com-Indoor-LF+HID			Ex			Nrs			CZ12			Wtd			PGE			1			1			0			0.677			4160			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ12			Com-Indoor-LF+HIDSCENrsExCZ12			Com-Indoor-LF+HIDSDGNrsExCZ12


			Exterior/None - Health/Medical - Nursing Home - 13			Health/Medical - Nursing Home			13			Exterior/None			Com-Indoor-LF+HID			Ex			Nrs			CZ13			Wtd			PGE			1			1			0			0.677			4160			SCE			1			1			0			0.677			4160			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ13			Com-Indoor-LF+HIDSCENrsExCZ13			Com-Indoor-LF+HIDSDGNrsExCZ13


			Exterior/None - Health/Medical - Nursing Home - 14			Health/Medical - Nursing Home			14			Exterior/None			Com-Indoor-LF+HID			Ex			Nrs			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.677			4160			SDG			1			1			0			0.677			4160									Com-Indoor-LF+HIDPGENrsExCZ14			Com-Indoor-LF+HIDSCENrsExCZ14			Com-Indoor-LF+HIDSDGNrsExCZ14


			Exterior/None - Health/Medical - Nursing Home - 15			Health/Medical - Nursing Home			15			Exterior/None			Com-Indoor-LF+HID			Ex			Nrs			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.677			4160			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ15			Com-Indoor-LF+HIDSCENrsExCZ15			Com-Indoor-LF+HIDSDGNrsExCZ15


			Exterior/None - Health/Medical - Nursing Home - 16			Health/Medical - Nursing Home			16			Exterior/None			Com-Indoor-LF+HID			Ex			Nrs			CZ16			Wtd			PGE			1			1			0			0.677			4160			SCE			1			1			0			0.677			4160			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGENrsExCZ16			Com-Indoor-LF+HIDSCENrsExCZ16			Com-Indoor-LF+HIDSDGNrsExCZ16


			Exterior/None - Health/Medical - Nursing Home - 17			Health/Medical - Nursing Home			17			Exterior/None			Com-Indoor-LF+HID			Ex			Nrs			IOU			Wtd			PGE			1			1			0			0.677			4160			SCE			1			1			0			0.677			4160			SDG			1			1			0			0.677			4160									Com-Indoor-LF+HIDPGENrsExIOU			Com-Indoor-LF+HIDSCENrsExIOU			Com-Indoor-LF+HIDSDGNrsExIOU


			Exterior/None - Industrial - 01			Industrial			01			Exterior/None			Com-Indoor-LF+HID			Ex			Ind			CZ01			Wtd			PGE			1			1			0			0.887			3375			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ01			Com-Indoor-LF+HIDSCEIndExCZ01			Com-Indoor-LF+HIDSDGIndExCZ01


			Exterior/None - Industrial - 02			Industrial			02			Exterior/None			Com-Indoor-LF+HID			Ex			Ind			CZ02			Wtd			PGE			1			1			0			0.887			3375			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ02			Com-Indoor-LF+HIDSCEIndExCZ02			Com-Indoor-LF+HIDSDGIndExCZ02


			Exterior/None - Industrial - 03			Industrial			03			Exterior/None			Com-Indoor-LF+HID			Ex			Ind			CZ03			Wtd			PGE			1			1			0			0.887			3375			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ03			Com-Indoor-LF+HIDSCEIndExCZ03			Com-Indoor-LF+HIDSDGIndExCZ03


			Exterior/None - Industrial - 04			Industrial			04			Exterior/None			Com-Indoor-LF+HID			Ex			Ind			CZ04			Wtd			PGE			1			1			0			0.887			3375			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ04			Com-Indoor-LF+HIDSCEIndExCZ04			Com-Indoor-LF+HIDSDGIndExCZ04


			Exterior/None - Industrial - 05			Industrial			05			Exterior/None			Com-Indoor-LF+HID			Ex			Ind			CZ05			Wtd			PGE			1			1			0			0.887			3375			SCE			1			1			0			0.887			3375			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ05			Com-Indoor-LF+HIDSCEIndExCZ05			Com-Indoor-LF+HIDSDGIndExCZ05


			Exterior/None - Industrial - 06			Industrial			06			Exterior/None			Com-Indoor-LF+HID			Ex			Ind			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.887			3375			SDG			1			1			0			0.887			3375									Com-Indoor-LF+HIDPGEIndExCZ06			Com-Indoor-LF+HIDSCEIndExCZ06			Com-Indoor-LF+HIDSDGIndExCZ06


			Exterior/None - Industrial - 07			Industrial			07			Exterior/None			Com-Indoor-LF+HID			Ex			Ind			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.887			3375									Com-Indoor-LF+HIDPGEIndExCZ07			Com-Indoor-LF+HIDSCEIndExCZ07			Com-Indoor-LF+HIDSDGIndExCZ07


			Exterior/None - Industrial - 08			Industrial			08			Exterior/None			Com-Indoor-LF+HID			Ex			Ind			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.887			3375			SDG			1			1			0			0.887			3375									Com-Indoor-LF+HIDPGEIndExCZ08			Com-Indoor-LF+HIDSCEIndExCZ08			Com-Indoor-LF+HIDSDGIndExCZ08


			Exterior/None - Industrial - 09			Industrial			09			Exterior/None			Com-Indoor-LF+HID			Ex			Ind			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.887			3375			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ09			Com-Indoor-LF+HIDSCEIndExCZ09			Com-Indoor-LF+HIDSDGIndExCZ09


			Exterior/None - Industrial - 10			Industrial			10			Exterior/None			Com-Indoor-LF+HID			Ex			Ind			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.887			3375			SDG			1			1			0			0.887			3375									Com-Indoor-LF+HIDPGEIndExCZ10			Com-Indoor-LF+HIDSCEIndExCZ10			Com-Indoor-LF+HIDSDGIndExCZ10


			Exterior/None - Industrial - 11			Industrial			11			Exterior/None			Com-Indoor-LF+HID			Ex			Ind			CZ11			Wtd			PGE			1			1			0			0.887			3375			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ11			Com-Indoor-LF+HIDSCEIndExCZ11			Com-Indoor-LF+HIDSDGIndExCZ11


			Exterior/None - Industrial - 12			Industrial			12			Exterior/None			Com-Indoor-LF+HID			Ex			Ind			CZ12			Wtd			PGE			1			1			0			0.887			3375			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ12			Com-Indoor-LF+HIDSCEIndExCZ12			Com-Indoor-LF+HIDSDGIndExCZ12


			Exterior/None - Industrial - 13			Industrial			13			Exterior/None			Com-Indoor-LF+HID			Ex			Ind			CZ13			Wtd			PGE			1			1			0			0.887			3375			SCE			1			1			0			0.887			3375			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ13			Com-Indoor-LF+HIDSCEIndExCZ13			Com-Indoor-LF+HIDSDGIndExCZ13


			Exterior/None - Industrial - 14			Industrial			14			Exterior/None			Com-Indoor-LF+HID			Ex			Ind			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.887			3375			SDG			1			1			0			0.887			3375									Com-Indoor-LF+HIDPGEIndExCZ14			Com-Indoor-LF+HIDSCEIndExCZ14			Com-Indoor-LF+HIDSDGIndExCZ14


			Exterior/None - Industrial - 15			Industrial			15			Exterior/None			Com-Indoor-LF+HID			Ex			Ind			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.887			3375			SDG			1			1			0			0.887			3375									Com-Indoor-LF+HIDPGEIndExCZ15			Com-Indoor-LF+HIDSCEIndExCZ15			Com-Indoor-LF+HIDSDGIndExCZ15


			Exterior/None - Industrial - 16			Industrial			16			Exterior/None			Com-Indoor-LF+HID			Ex			Ind			CZ16			Wtd			PGE			1			1			0			0.887			3375			SCE			1			1			0			0.887			3375			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEIndExCZ16			Com-Indoor-LF+HIDSCEIndExCZ16			Com-Indoor-LF+HIDSDGIndExCZ16


			Exterior/None - Industrial - 17			Industrial			17			Exterior/None			Com-Indoor-LF+HID			Ex			Ind			IOU			Wtd			PGE			1			1			0			0.887			3375			SCE			1			1			0			0.887			3375			SDG			1			1			0			0.887			3375									Com-Indoor-LF+HIDPGEIndExIOU			Com-Indoor-LF+HIDSCEIndExIOU			Com-Indoor-LF+HIDSDGIndExIOU


			Exterior/None - Lodging - Guest Rooms - 01			Lodging - Guest Rooms			01			Exterior/None			Com-Indoor-LF+HID			Ex			GsR			CZ01			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ01			Com-Indoor-LF+HIDSCEGsRExCZ01			Com-Indoor-LF+HIDSDGGsRExCZ01


			Exterior/None - Lodging - Guest Rooms - 02			Lodging - Guest Rooms			02			Exterior/None			Com-Indoor-LF+HID			Ex			GsR			CZ02			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ02			Com-Indoor-LF+HIDSCEGsRExCZ02			Com-Indoor-LF+HIDSDGGsRExCZ02


			Exterior/None - Lodging - Guest Rooms - 03			Lodging - Guest Rooms			03			Exterior/None			Com-Indoor-LF+HID			Ex			GsR			CZ03			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ03			Com-Indoor-LF+HIDSCEGsRExCZ03			Com-Indoor-LF+HIDSDGGsRExCZ03


			Exterior/None - Lodging - Guest Rooms - 04			Lodging - Guest Rooms			04			Exterior/None			Com-Indoor-LF+HID			Ex			GsR			CZ04			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ04			Com-Indoor-LF+HIDSCEGsRExCZ04			Com-Indoor-LF+HIDSDGGsRExCZ04


			Exterior/None - Lodging - Guest Rooms - 05			Lodging - Guest Rooms			05			Exterior/None			Com-Indoor-LF+HID			Ex			GsR			CZ05			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0.172			1550			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ05			Com-Indoor-LF+HIDSCEGsRExCZ05			Com-Indoor-LF+HIDSDGGsRExCZ05


			Exterior/None - Lodging - Guest Rooms - 06			Lodging - Guest Rooms			06			Exterior/None			Com-Indoor-LF+HID			Ex			GsR			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.172			1550			SDG			1			1			0			0.172			1550									Com-Indoor-LF+HIDPGEGsRExCZ06			Com-Indoor-LF+HIDSCEGsRExCZ06			Com-Indoor-LF+HIDSDGGsRExCZ06


			Exterior/None - Lodging - Guest Rooms - 07			Lodging - Guest Rooms			07			Exterior/None			Com-Indoor-LF+HID			Ex			GsR			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.172			1550									Com-Indoor-LF+HIDPGEGsRExCZ07			Com-Indoor-LF+HIDSCEGsRExCZ07			Com-Indoor-LF+HIDSDGGsRExCZ07


			Exterior/None - Lodging - Guest Rooms - 08			Lodging - Guest Rooms			08			Exterior/None			Com-Indoor-LF+HID			Ex			GsR			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.172			1550			SDG			1			1			0			0.172			1550									Com-Indoor-LF+HIDPGEGsRExCZ08			Com-Indoor-LF+HIDSCEGsRExCZ08			Com-Indoor-LF+HIDSDGGsRExCZ08


			Exterior/None - Lodging - Guest Rooms - 09			Lodging - Guest Rooms			09			Exterior/None			Com-Indoor-LF+HID			Ex			GsR			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.172			1550			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ09			Com-Indoor-LF+HIDSCEGsRExCZ09			Com-Indoor-LF+HIDSDGGsRExCZ09


			Exterior/None - Lodging - Guest Rooms - 10			Lodging - Guest Rooms			10			Exterior/None			Com-Indoor-LF+HID			Ex			GsR			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.172			1550			SDG			1			1			0			0.172			1550									Com-Indoor-LF+HIDPGEGsRExCZ10			Com-Indoor-LF+HIDSCEGsRExCZ10			Com-Indoor-LF+HIDSDGGsRExCZ10


			Exterior/None - Lodging - Guest Rooms - 11			Lodging - Guest Rooms			11			Exterior/None			Com-Indoor-LF+HID			Ex			GsR			CZ11			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ11			Com-Indoor-LF+HIDSCEGsRExCZ11			Com-Indoor-LF+HIDSDGGsRExCZ11


			Exterior/None - Lodging - Guest Rooms - 12			Lodging - Guest Rooms			12			Exterior/None			Com-Indoor-LF+HID			Ex			GsR			CZ12			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ12			Com-Indoor-LF+HIDSCEGsRExCZ12			Com-Indoor-LF+HIDSDGGsRExCZ12


			Exterior/None - Lodging - Guest Rooms - 13			Lodging - Guest Rooms			13			Exterior/None			Com-Indoor-LF+HID			Ex			GsR			CZ13			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0.172			1550			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ13			Com-Indoor-LF+HIDSCEGsRExCZ13			Com-Indoor-LF+HIDSDGGsRExCZ13


			Exterior/None - Lodging - Guest Rooms - 14			Lodging - Guest Rooms			14			Exterior/None			Com-Indoor-LF+HID			Ex			GsR			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.172			1550			SDG			1			1			0			0.172			1550									Com-Indoor-LF+HIDPGEGsRExCZ14			Com-Indoor-LF+HIDSCEGsRExCZ14			Com-Indoor-LF+HIDSDGGsRExCZ14


			Exterior/None - Lodging - Guest Rooms - 15			Lodging - Guest Rooms			15			Exterior/None			Com-Indoor-LF+HID			Ex			GsR			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.172			1550			SDG			1			1			0			0.172			1550									Com-Indoor-LF+HIDPGEGsRExCZ15			Com-Indoor-LF+HIDSCEGsRExCZ15			Com-Indoor-LF+HIDSDGGsRExCZ15


			Exterior/None - Lodging - Guest Rooms - 16			Lodging - Guest Rooms			16			Exterior/None			Com-Indoor-LF+HID			Ex			GsR			CZ16			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0.172			1550			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEGsRExCZ16			Com-Indoor-LF+HIDSCEGsRExCZ16			Com-Indoor-LF+HIDSDGGsRExCZ16


			Exterior/None - Lodging - Guest Rooms - 17			Lodging - Guest Rooms			17			Exterior/None			Com-Indoor-LF+HID			Ex			GsR			IOU			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0.172			1550			SDG			1			1			0			0.172			1550									Com-Indoor-LF+HIDPGEGsRExIOU			Com-Indoor-LF+HIDSCEGsRExIOU			Com-Indoor-LF+HIDSDGGsRExIOU


			Exterior/None - Lodging - Hotel - 01			Lodging - Hotel			01			Exterior/None			Com-Indoor-LF+HID			Ex			Htl			CZ01			Wtd			PGE			1			1			0			0.242			1950			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ01			Com-Indoor-LF+HIDSCEHtlExCZ01			Com-Indoor-LF+HIDSDGHtlExCZ01


			Exterior/None - Lodging - Hotel - 02			Lodging - Hotel			02			Exterior/None			Com-Indoor-LF+HID			Ex			Htl			CZ02			Wtd			PGE			1			1			0			0.242			1950			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ02			Com-Indoor-LF+HIDSCEHtlExCZ02			Com-Indoor-LF+HIDSDGHtlExCZ02


			Exterior/None - Lodging - Hotel - 03			Lodging - Hotel			03			Exterior/None			Com-Indoor-LF+HID			Ex			Htl			CZ03			Wtd			PGE			1			1			0			0.242			1950			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ03			Com-Indoor-LF+HIDSCEHtlExCZ03			Com-Indoor-LF+HIDSDGHtlExCZ03


			Exterior/None - Lodging - Hotel - 04			Lodging - Hotel			04			Exterior/None			Com-Indoor-LF+HID			Ex			Htl			CZ04			Wtd			PGE			1			1			0			0.242			1950			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ04			Com-Indoor-LF+HIDSCEHtlExCZ04			Com-Indoor-LF+HIDSDGHtlExCZ04


			Exterior/None - Lodging - Hotel - 05			Lodging - Hotel			05			Exterior/None			Com-Indoor-LF+HID			Ex			Htl			CZ05			Wtd			PGE			1			1			0			0.242			1950			SCE			1			1			0			0.242			1950			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ05			Com-Indoor-LF+HIDSCEHtlExCZ05			Com-Indoor-LF+HIDSDGHtlExCZ05


			Exterior/None - Lodging - Hotel - 06			Lodging - Hotel			06			Exterior/None			Com-Indoor-LF+HID			Ex			Htl			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.242			1950			SDG			1			1			0			0.242			1950									Com-Indoor-LF+HIDPGEHtlExCZ06			Com-Indoor-LF+HIDSCEHtlExCZ06			Com-Indoor-LF+HIDSDGHtlExCZ06


			Exterior/None - Lodging - Hotel - 07			Lodging - Hotel			07			Exterior/None			Com-Indoor-LF+HID			Ex			Htl			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.242			1950									Com-Indoor-LF+HIDPGEHtlExCZ07			Com-Indoor-LF+HIDSCEHtlExCZ07			Com-Indoor-LF+HIDSDGHtlExCZ07


			Exterior/None - Lodging - Hotel - 08			Lodging - Hotel			08			Exterior/None			Com-Indoor-LF+HID			Ex			Htl			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.242			1950			SDG			1			1			0			0.242			1950									Com-Indoor-LF+HIDPGEHtlExCZ08			Com-Indoor-LF+HIDSCEHtlExCZ08			Com-Indoor-LF+HIDSDGHtlExCZ08


			Exterior/None - Lodging - Hotel - 09			Lodging - Hotel			09			Exterior/None			Com-Indoor-LF+HID			Ex			Htl			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.242			1950			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ09			Com-Indoor-LF+HIDSCEHtlExCZ09			Com-Indoor-LF+HIDSDGHtlExCZ09


			Exterior/None - Lodging - Hotel - 10			Lodging - Hotel			10			Exterior/None			Com-Indoor-LF+HID			Ex			Htl			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.242			1950			SDG			1			1			0			0.242			1950									Com-Indoor-LF+HIDPGEHtlExCZ10			Com-Indoor-LF+HIDSCEHtlExCZ10			Com-Indoor-LF+HIDSDGHtlExCZ10


			Exterior/None - Lodging - Hotel - 11			Lodging - Hotel			11			Exterior/None			Com-Indoor-LF+HID			Ex			Htl			CZ11			Wtd			PGE			1			1			0			0.242			1950			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ11			Com-Indoor-LF+HIDSCEHtlExCZ11			Com-Indoor-LF+HIDSDGHtlExCZ11


			Exterior/None - Lodging - Hotel - 12			Lodging - Hotel			12			Exterior/None			Com-Indoor-LF+HID			Ex			Htl			CZ12			Wtd			PGE			1			1			0			0.242			1950			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ12			Com-Indoor-LF+HIDSCEHtlExCZ12			Com-Indoor-LF+HIDSDGHtlExCZ12


			Exterior/None - Lodging - Hotel - 13			Lodging - Hotel			13			Exterior/None			Com-Indoor-LF+HID			Ex			Htl			CZ13			Wtd			PGE			1			1			0			0.242			1950			SCE			1			1			0			0.242			1950			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ13			Com-Indoor-LF+HIDSCEHtlExCZ13			Com-Indoor-LF+HIDSDGHtlExCZ13


			Exterior/None - Lodging - Hotel - 14			Lodging - Hotel			14			Exterior/None			Com-Indoor-LF+HID			Ex			Htl			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.242			1950			SDG			1			1			0			0.242			1950									Com-Indoor-LF+HIDPGEHtlExCZ14			Com-Indoor-LF+HIDSCEHtlExCZ14			Com-Indoor-LF+HIDSDGHtlExCZ14


			Exterior/None - Lodging - Hotel - 15			Lodging - Hotel			15			Exterior/None			Com-Indoor-LF+HID			Ex			Htl			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.242			1950			SDG			1			1			0			0.242			1950									Com-Indoor-LF+HIDPGEHtlExCZ15			Com-Indoor-LF+HIDSCEHtlExCZ15			Com-Indoor-LF+HIDSDGHtlExCZ15


			Exterior/None - Lodging - Hotel - 16			Lodging - Hotel			16			Exterior/None			Com-Indoor-LF+HID			Ex			Htl			CZ16			Wtd			PGE			1			1			0			0.242			1950			SCE			1			1			0			0.242			1950			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEHtlExCZ16			Com-Indoor-LF+HIDSCEHtlExCZ16			Com-Indoor-LF+HIDSDGHtlExCZ16


			Exterior/None - Lodging - Hotel - 17			Lodging - Hotel			17			Exterior/None			Com-Indoor-LF+HID			Ex			Htl			IOU			Wtd			PGE			1			1			0			0.242			1950			SCE			1			1			0			0.242			1950			SDG			1			1			0			0.242			1950									Com-Indoor-LF+HIDPGEHtlExIOU			Com-Indoor-LF+HIDSCEHtlExIOU			Com-Indoor-LF+HIDSDGHtlExIOU


			Exterior/None - Lodging - Motel - 01			Lodging - Motel			01			Exterior/None			Com-Indoor-LF+HID			Ex			Mtl			CZ01			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ01			Com-Indoor-LF+HIDSCEMtlExCZ01			Com-Indoor-LF+HIDSDGMtlExCZ01


			Exterior/None - Lodging - Motel - 02			Lodging - Motel			02			Exterior/None			Com-Indoor-LF+HID			Ex			Mtl			CZ02			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ02			Com-Indoor-LF+HIDSCEMtlExCZ02			Com-Indoor-LF+HIDSDGMtlExCZ02


			Exterior/None - Lodging - Motel - 03			Lodging - Motel			03			Exterior/None			Com-Indoor-LF+HID			Ex			Mtl			CZ03			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ03			Com-Indoor-LF+HIDSCEMtlExCZ03			Com-Indoor-LF+HIDSDGMtlExCZ03


			Exterior/None - Lodging - Motel - 04			Lodging - Motel			04			Exterior/None			Com-Indoor-LF+HID			Ex			Mtl			CZ04			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ04			Com-Indoor-LF+HIDSCEMtlExCZ04			Com-Indoor-LF+HIDSDGMtlExCZ04


			Exterior/None - Lodging - Motel - 05			Lodging - Motel			05			Exterior/None			Com-Indoor-LF+HID			Ex			Mtl			CZ05			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0.172			1550			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ05			Com-Indoor-LF+HIDSCEMtlExCZ05			Com-Indoor-LF+HIDSDGMtlExCZ05


			Exterior/None - Lodging - Motel - 06			Lodging - Motel			06			Exterior/None			Com-Indoor-LF+HID			Ex			Mtl			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.172			1550			SDG			1			1			0			0.172			1550									Com-Indoor-LF+HIDPGEMtlExCZ06			Com-Indoor-LF+HIDSCEMtlExCZ06			Com-Indoor-LF+HIDSDGMtlExCZ06


			Exterior/None - Lodging - Motel - 07			Lodging - Motel			07			Exterior/None			Com-Indoor-LF+HID			Ex			Mtl			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.172			1550									Com-Indoor-LF+HIDPGEMtlExCZ07			Com-Indoor-LF+HIDSCEMtlExCZ07			Com-Indoor-LF+HIDSDGMtlExCZ07


			Exterior/None - Lodging - Motel - 08			Lodging - Motel			08			Exterior/None			Com-Indoor-LF+HID			Ex			Mtl			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.172			1550			SDG			1			1			0			0.172			1550									Com-Indoor-LF+HIDPGEMtlExCZ08			Com-Indoor-LF+HIDSCEMtlExCZ08			Com-Indoor-LF+HIDSDGMtlExCZ08


			Exterior/None - Lodging - Motel - 09			Lodging - Motel			09			Exterior/None			Com-Indoor-LF+HID			Ex			Mtl			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.172			1550			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ09			Com-Indoor-LF+HIDSCEMtlExCZ09			Com-Indoor-LF+HIDSDGMtlExCZ09


			Exterior/None - Lodging - Motel - 10			Lodging - Motel			10			Exterior/None			Com-Indoor-LF+HID			Ex			Mtl			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.172			1550			SDG			1			1			0			0.172			1550									Com-Indoor-LF+HIDPGEMtlExCZ10			Com-Indoor-LF+HIDSCEMtlExCZ10			Com-Indoor-LF+HIDSDGMtlExCZ10


			Exterior/None - Lodging - Motel - 11			Lodging - Motel			11			Exterior/None			Com-Indoor-LF+HID			Ex			Mtl			CZ11			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ11			Com-Indoor-LF+HIDSCEMtlExCZ11			Com-Indoor-LF+HIDSDGMtlExCZ11


			Exterior/None - Lodging - Motel - 12			Lodging - Motel			12			Exterior/None			Com-Indoor-LF+HID			Ex			Mtl			CZ12			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ12			Com-Indoor-LF+HIDSCEMtlExCZ12			Com-Indoor-LF+HIDSDGMtlExCZ12


			Exterior/None - Lodging - Motel - 13			Lodging - Motel			13			Exterior/None			Com-Indoor-LF+HID			Ex			Mtl			CZ13			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0.172			1550			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ13			Com-Indoor-LF+HIDSCEMtlExCZ13			Com-Indoor-LF+HIDSDGMtlExCZ13


			Exterior/None - Lodging - Motel - 14			Lodging - Motel			14			Exterior/None			Com-Indoor-LF+HID			Ex			Mtl			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.172			1550			SDG			1			1			0			0.172			1550									Com-Indoor-LF+HIDPGEMtlExCZ14			Com-Indoor-LF+HIDSCEMtlExCZ14			Com-Indoor-LF+HIDSDGMtlExCZ14


			Exterior/None - Lodging - Motel - 15			Lodging - Motel			15			Exterior/None			Com-Indoor-LF+HID			Ex			Mtl			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.172			1550			SDG			1			1			0			0.172			1550									Com-Indoor-LF+HIDPGEMtlExCZ15			Com-Indoor-LF+HIDSCEMtlExCZ15			Com-Indoor-LF+HIDSDGMtlExCZ15


			Exterior/None - Lodging - Motel - 16			Lodging - Motel			16			Exterior/None			Com-Indoor-LF+HID			Ex			Mtl			CZ16			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0.172			1550			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMtlExCZ16			Com-Indoor-LF+HIDSCEMtlExCZ16			Com-Indoor-LF+HIDSDGMtlExCZ16


			Exterior/None - Lodging - Motel - 17			Lodging - Motel			17			Exterior/None			Com-Indoor-LF+HID			Ex			Mtl			IOU			Wtd			PGE			1			1			0			0.172			1550			SCE			1			1			0			0.172			1550			SDG			1			1			0			0.172			1550									Com-Indoor-LF+HIDPGEMtlExIOU			Com-Indoor-LF+HIDSCEMtlExIOU			Com-Indoor-LF+HIDSDGMtlExIOU


			Exterior/None - Manufacturing - Bio/Tech - 01			Manufacturing - Bio/Tech			01			Exterior/None			Com-Indoor-LF+HID			Ex			MBT			CZ01			Wtd			PGE			1			1			0			0.851			3530			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ01			Com-Indoor-LF+HIDSCEMBTExCZ01			Com-Indoor-LF+HIDSDGMBTExCZ01


			Exterior/None - Manufacturing - Bio/Tech - 02			Manufacturing - Bio/Tech			02			Exterior/None			Com-Indoor-LF+HID			Ex			MBT			CZ02			Wtd			PGE			1			1			0			0.851			3530			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ02			Com-Indoor-LF+HIDSCEMBTExCZ02			Com-Indoor-LF+HIDSDGMBTExCZ02


			Exterior/None - Manufacturing - Bio/Tech - 03			Manufacturing - Bio/Tech			03			Exterior/None			Com-Indoor-LF+HID			Ex			MBT			CZ03			Wtd			PGE			1			1			0			0.851			3530			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ03			Com-Indoor-LF+HIDSCEMBTExCZ03			Com-Indoor-LF+HIDSDGMBTExCZ03


			Exterior/None - Manufacturing - Bio/Tech - 04			Manufacturing - Bio/Tech			04			Exterior/None			Com-Indoor-LF+HID			Ex			MBT			CZ04			Wtd			PGE			1			1			0			0.851			3530			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ04			Com-Indoor-LF+HIDSCEMBTExCZ04			Com-Indoor-LF+HIDSDGMBTExCZ04


			Exterior/None - Manufacturing - Bio/Tech - 05			Manufacturing - Bio/Tech			05			Exterior/None			Com-Indoor-LF+HID			Ex			MBT			CZ05			Wtd			PGE			1			1			0			0.851			3530			SCE			1			1			0			0.851			3530			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ05			Com-Indoor-LF+HIDSCEMBTExCZ05			Com-Indoor-LF+HIDSDGMBTExCZ05


			Exterior/None - Manufacturing - Bio/Tech - 06			Manufacturing - Bio/Tech			06			Exterior/None			Com-Indoor-LF+HID			Ex			MBT			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.851			3530			SDG			1			1			0			0.851			3530									Com-Indoor-LF+HIDPGEMBTExCZ06			Com-Indoor-LF+HIDSCEMBTExCZ06			Com-Indoor-LF+HIDSDGMBTExCZ06


			Exterior/None - Manufacturing - Bio/Tech - 07			Manufacturing - Bio/Tech			07			Exterior/None			Com-Indoor-LF+HID			Ex			MBT			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.851			3530									Com-Indoor-LF+HIDPGEMBTExCZ07			Com-Indoor-LF+HIDSCEMBTExCZ07			Com-Indoor-LF+HIDSDGMBTExCZ07


			Exterior/None - Manufacturing - Bio/Tech - 08			Manufacturing - Bio/Tech			08			Exterior/None			Com-Indoor-LF+HID			Ex			MBT			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.851			3530			SDG			1			1			0			0.851			3530									Com-Indoor-LF+HIDPGEMBTExCZ08			Com-Indoor-LF+HIDSCEMBTExCZ08			Com-Indoor-LF+HIDSDGMBTExCZ08


			Exterior/None - Manufacturing - Bio/Tech - 09			Manufacturing - Bio/Tech			09			Exterior/None			Com-Indoor-LF+HID			Ex			MBT			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.851			3530			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ09			Com-Indoor-LF+HIDSCEMBTExCZ09			Com-Indoor-LF+HIDSDGMBTExCZ09


			Exterior/None - Manufacturing - Bio/Tech - 10			Manufacturing - Bio/Tech			10			Exterior/None			Com-Indoor-LF+HID			Ex			MBT			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.851			3530			SDG			1			1			0			0.851			3530									Com-Indoor-LF+HIDPGEMBTExCZ10			Com-Indoor-LF+HIDSCEMBTExCZ10			Com-Indoor-LF+HIDSDGMBTExCZ10


			Exterior/None - Manufacturing - Bio/Tech - 11			Manufacturing - Bio/Tech			11			Exterior/None			Com-Indoor-LF+HID			Ex			MBT			CZ11			Wtd			PGE			1			1			0			0.851			3530			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ11			Com-Indoor-LF+HIDSCEMBTExCZ11			Com-Indoor-LF+HIDSDGMBTExCZ11


			Exterior/None - Manufacturing - Bio/Tech - 12			Manufacturing - Bio/Tech			12			Exterior/None			Com-Indoor-LF+HID			Ex			MBT			CZ12			Wtd			PGE			1			1			0			0.851			3530			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ12			Com-Indoor-LF+HIDSCEMBTExCZ12			Com-Indoor-LF+HIDSDGMBTExCZ12


			Exterior/None - Manufacturing - Bio/Tech - 13			Manufacturing - Bio/Tech			13			Exterior/None			Com-Indoor-LF+HID			Ex			MBT			CZ13			Wtd			PGE			1			1			0			0.851			3530			SCE			1			1			0			0.851			3530			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ13			Com-Indoor-LF+HIDSCEMBTExCZ13			Com-Indoor-LF+HIDSDGMBTExCZ13


			Exterior/None - Manufacturing - Bio/Tech - 14			Manufacturing - Bio/Tech			14			Exterior/None			Com-Indoor-LF+HID			Ex			MBT			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.851			3530			SDG			1			1			0			0.851			3530									Com-Indoor-LF+HIDPGEMBTExCZ14			Com-Indoor-LF+HIDSCEMBTExCZ14			Com-Indoor-LF+HIDSDGMBTExCZ14


			Exterior/None - Manufacturing - Bio/Tech - 15			Manufacturing - Bio/Tech			15			Exterior/None			Com-Indoor-LF+HID			Ex			MBT			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.851			3530			SDG			1			1			0			0.851			3530									Com-Indoor-LF+HIDPGEMBTExCZ15			Com-Indoor-LF+HIDSCEMBTExCZ15			Com-Indoor-LF+HIDSDGMBTExCZ15


			Exterior/None - Manufacturing - Bio/Tech - 16			Manufacturing - Bio/Tech			16			Exterior/None			Com-Indoor-LF+HID			Ex			MBT			CZ16			Wtd			PGE			1			1			0			0.851			3530			SCE			1			1			0			0.851			3530			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMBTExCZ16			Com-Indoor-LF+HIDSCEMBTExCZ16			Com-Indoor-LF+HIDSDGMBTExCZ16


			Exterior/None - Manufacturing - Bio/Tech - 17			Manufacturing - Bio/Tech			17			Exterior/None			Com-Indoor-LF+HID			Ex			MBT			IOU			Wtd			PGE			1			1			0			0.851			3530			SCE			1			1			0			0.851			3530			SDG			1			1			0			0.851			3530									Com-Indoor-LF+HIDPGEMBTExIOU			Com-Indoor-LF+HIDSCEMBTExIOU			Com-Indoor-LF+HIDSDGMBTExIOU


			Exterior/None - Manufacturing - Light Industrial - 01			Manufacturing - Light Industrial			01			Exterior/None			Com-Indoor-LF+HID			Ex			MLI			CZ01			Wtd			PGE			1			1			0			0.923			3220			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ01			Com-Indoor-LF+HIDSCEMLIExCZ01			Com-Indoor-LF+HIDSDGMLIExCZ01


			Exterior/None - Manufacturing - Light Industrial - 02			Manufacturing - Light Industrial			02			Exterior/None			Com-Indoor-LF+HID			Ex			MLI			CZ02			Wtd			PGE			1			1			0			0.923			3220			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ02			Com-Indoor-LF+HIDSCEMLIExCZ02			Com-Indoor-LF+HIDSDGMLIExCZ02


			Exterior/None - Manufacturing - Light Industrial - 03			Manufacturing - Light Industrial			03			Exterior/None			Com-Indoor-LF+HID			Ex			MLI			CZ03			Wtd			PGE			1			1			0			0.923			3220			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ03			Com-Indoor-LF+HIDSCEMLIExCZ03			Com-Indoor-LF+HIDSDGMLIExCZ03


			Exterior/None - Manufacturing - Light Industrial - 04			Manufacturing - Light Industrial			04			Exterior/None			Com-Indoor-LF+HID			Ex			MLI			CZ04			Wtd			PGE			1			1			0			0.923			3220			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ04			Com-Indoor-LF+HIDSCEMLIExCZ04			Com-Indoor-LF+HIDSDGMLIExCZ04


			Exterior/None - Manufacturing - Light Industrial - 05			Manufacturing - Light Industrial			05			Exterior/None			Com-Indoor-LF+HID			Ex			MLI			CZ05			Wtd			PGE			1			1			0			0.923			3220			SCE			1			1			0			0.923			3220			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ05			Com-Indoor-LF+HIDSCEMLIExCZ05			Com-Indoor-LF+HIDSDGMLIExCZ05


			Exterior/None - Manufacturing - Light Industrial - 06			Manufacturing - Light Industrial			06			Exterior/None			Com-Indoor-LF+HID			Ex			MLI			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.923			3220			SDG			1			1			0			0.923			3220									Com-Indoor-LF+HIDPGEMLIExCZ06			Com-Indoor-LF+HIDSCEMLIExCZ06			Com-Indoor-LF+HIDSDGMLIExCZ06


			Exterior/None - Manufacturing - Light Industrial - 07			Manufacturing - Light Industrial			07			Exterior/None			Com-Indoor-LF+HID			Ex			MLI			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.923			3220									Com-Indoor-LF+HIDPGEMLIExCZ07			Com-Indoor-LF+HIDSCEMLIExCZ07			Com-Indoor-LF+HIDSDGMLIExCZ07


			Exterior/None - Manufacturing - Light Industrial - 08			Manufacturing - Light Industrial			08			Exterior/None			Com-Indoor-LF+HID			Ex			MLI			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.923			3220			SDG			1			1			0			0.923			3220									Com-Indoor-LF+HIDPGEMLIExCZ08			Com-Indoor-LF+HIDSCEMLIExCZ08			Com-Indoor-LF+HIDSDGMLIExCZ08


			Exterior/None - Manufacturing - Light Industrial - 09			Manufacturing - Light Industrial			09			Exterior/None			Com-Indoor-LF+HID			Ex			MLI			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.923			3220			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ09			Com-Indoor-LF+HIDSCEMLIExCZ09			Com-Indoor-LF+HIDSDGMLIExCZ09


			Exterior/None - Manufacturing - Light Industrial - 10			Manufacturing - Light Industrial			10			Exterior/None			Com-Indoor-LF+HID			Ex			MLI			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.923			3220			SDG			1			1			0			0.923			3220									Com-Indoor-LF+HIDPGEMLIExCZ10			Com-Indoor-LF+HIDSCEMLIExCZ10			Com-Indoor-LF+HIDSDGMLIExCZ10


			Exterior/None - Manufacturing - Light Industrial - 11			Manufacturing - Light Industrial			11			Exterior/None			Com-Indoor-LF+HID			Ex			MLI			CZ11			Wtd			PGE			1			1			0			0.923			3220			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ11			Com-Indoor-LF+HIDSCEMLIExCZ11			Com-Indoor-LF+HIDSDGMLIExCZ11


			Exterior/None - Manufacturing - Light Industrial - 12			Manufacturing - Light Industrial			12			Exterior/None			Com-Indoor-LF+HID			Ex			MLI			CZ12			Wtd			PGE			1			1			0			0.923			3220			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ12			Com-Indoor-LF+HIDSCEMLIExCZ12			Com-Indoor-LF+HIDSDGMLIExCZ12


			Exterior/None - Manufacturing - Light Industrial - 13			Manufacturing - Light Industrial			13			Exterior/None			Com-Indoor-LF+HID			Ex			MLI			CZ13			Wtd			PGE			1			1			0			0.923			3220			SCE			1			1			0			0.923			3220			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ13			Com-Indoor-LF+HIDSCEMLIExCZ13			Com-Indoor-LF+HIDSDGMLIExCZ13


			Exterior/None - Manufacturing - Light Industrial - 14			Manufacturing - Light Industrial			14			Exterior/None			Com-Indoor-LF+HID			Ex			MLI			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.923			3220			SDG			1			1			0			0.923			3220									Com-Indoor-LF+HIDPGEMLIExCZ14			Com-Indoor-LF+HIDSCEMLIExCZ14			Com-Indoor-LF+HIDSDGMLIExCZ14


			Exterior/None - Manufacturing - Light Industrial - 15			Manufacturing - Light Industrial			15			Exterior/None			Com-Indoor-LF+HID			Ex			MLI			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.923			3220			SDG			1			1			0			0.923			3220									Com-Indoor-LF+HIDPGEMLIExCZ15			Com-Indoor-LF+HIDSCEMLIExCZ15			Com-Indoor-LF+HIDSDGMLIExCZ15


			Exterior/None - Manufacturing - Light Industrial - 16			Manufacturing - Light Industrial			16			Exterior/None			Com-Indoor-LF+HID			Ex			MLI			CZ16			Wtd			PGE			1			1			0			0.923			3220			SCE			1			1			0			0.923			3220			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMLIExCZ16			Com-Indoor-LF+HIDSCEMLIExCZ16			Com-Indoor-LF+HIDSDGMLIExCZ16


			Exterior/None - Manufacturing - Light Industrial - 17			Manufacturing - Light Industrial			17			Exterior/None			Com-Indoor-LF+HID			Ex			MLI			IOU			Wtd			PGE			1			1			0			0.923			3220			SCE			1			1			0			0.923			3220			SDG			1			1			0			0.923			3220									Com-Indoor-LF+HIDPGEMLIExIOU			Com-Indoor-LF+HIDSCEMLIExIOU			Com-Indoor-LF+HIDSDGMLIExIOU


			Exterior/None - Misc - Commercial - 01			Misc - Commercial			01			Exterior/None			Com-Indoor-LF+HID			Ex			MiC			CZ01			Wtd			PGE			1			1			0			0.7893333333			3600			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ01			Com-Indoor-LF+HIDSCEMiCExCZ01			Com-Indoor-LF+HIDSDGMiCExCZ01


			Exterior/None - Misc - Commercial - 02			Misc - Commercial			02			Exterior/None			Com-Indoor-LF+HID			Ex			MiC			CZ02			Wtd			PGE			1			1			0			0.7893333333			3600			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ02			Com-Indoor-LF+HIDSCEMiCExCZ02			Com-Indoor-LF+HIDSDGMiCExCZ02


			Exterior/None - Misc - Commercial - 03			Misc - Commercial			03			Exterior/None			Com-Indoor-LF+HID			Ex			MiC			CZ03			Wtd			PGE			1			1			0			0.7893333333			3600			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ03			Com-Indoor-LF+HIDSCEMiCExCZ03			Com-Indoor-LF+HIDSDGMiCExCZ03


			Exterior/None - Misc - Commercial - 04			Misc - Commercial			04			Exterior/None			Com-Indoor-LF+HID			Ex			MiC			CZ04			Wtd			PGE			1			1			0			0.7893333333			3600			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ04			Com-Indoor-LF+HIDSCEMiCExCZ04			Com-Indoor-LF+HIDSDGMiCExCZ04


			Exterior/None - Misc - Commercial - 05			Misc - Commercial			05			Exterior/None			Com-Indoor-LF+HID			Ex			MiC			CZ05			Wtd			PGE			1			1			0			0.7893333333			3600			SCE			1			1			0			0.7893333333			3600			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ05			Com-Indoor-LF+HIDSCEMiCExCZ05			Com-Indoor-LF+HIDSDGMiCExCZ05


			Exterior/None - Misc - Commercial - 06			Misc - Commercial			06			Exterior/None			Com-Indoor-LF+HID			Ex			MiC			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7893333333			3600			SDG			1			1			0			0.7893333333			3600									Com-Indoor-LF+HIDPGEMiCExCZ06			Com-Indoor-LF+HIDSCEMiCExCZ06			Com-Indoor-LF+HIDSDGMiCExCZ06


			Exterior/None - Misc - Commercial - 07			Misc - Commercial			07			Exterior/None			Com-Indoor-LF+HID			Ex			MiC			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.7893333333			3600									Com-Indoor-LF+HIDPGEMiCExCZ07			Com-Indoor-LF+HIDSCEMiCExCZ07			Com-Indoor-LF+HIDSDGMiCExCZ07


			Exterior/None - Misc - Commercial - 08			Misc - Commercial			08			Exterior/None			Com-Indoor-LF+HID			Ex			MiC			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7893333333			3600			SDG			1			1			0			0.7893333333			3600									Com-Indoor-LF+HIDPGEMiCExCZ08			Com-Indoor-LF+HIDSCEMiCExCZ08			Com-Indoor-LF+HIDSDGMiCExCZ08


			Exterior/None - Misc - Commercial - 09			Misc - Commercial			09			Exterior/None			Com-Indoor-LF+HID			Ex			MiC			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7893333333			3600			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ09			Com-Indoor-LF+HIDSCEMiCExCZ09			Com-Indoor-LF+HIDSDGMiCExCZ09


			Exterior/None - Misc - Commercial - 10			Misc - Commercial			10			Exterior/None			Com-Indoor-LF+HID			Ex			MiC			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7893333333			3600			SDG			1			1			0			0.7893333333			3600									Com-Indoor-LF+HIDPGEMiCExCZ10			Com-Indoor-LF+HIDSCEMiCExCZ10			Com-Indoor-LF+HIDSDGMiCExCZ10


			Exterior/None - Misc - Commercial - 11			Misc - Commercial			11			Exterior/None			Com-Indoor-LF+HID			Ex			MiC			CZ11			Wtd			PGE			1			1			0			0.7893333333			3600			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ11			Com-Indoor-LF+HIDSCEMiCExCZ11			Com-Indoor-LF+HIDSDGMiCExCZ11


			Exterior/None - Misc - Commercial - 12			Misc - Commercial			12			Exterior/None			Com-Indoor-LF+HID			Ex			MiC			CZ12			Wtd			PGE			1			1			0			0.7893333333			3600			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ12			Com-Indoor-LF+HIDSCEMiCExCZ12			Com-Indoor-LF+HIDSDGMiCExCZ12


			Exterior/None - Misc - Commercial - 13			Misc - Commercial			13			Exterior/None			Com-Indoor-LF+HID			Ex			MiC			CZ13			Wtd			PGE			1			1			0			0.7893333333			3600			SCE			1			1			0			0.7893333333			3600			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ13			Com-Indoor-LF+HIDSCEMiCExCZ13			Com-Indoor-LF+HIDSDGMiCExCZ13


			Exterior/None - Misc - Commercial - 14			Misc - Commercial			14			Exterior/None			Com-Indoor-LF+HID			Ex			MiC			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7893333333			3600			SDG			1			1			0			0.7893333333			3600									Com-Indoor-LF+HIDPGEMiCExCZ14			Com-Indoor-LF+HIDSCEMiCExCZ14			Com-Indoor-LF+HIDSDGMiCExCZ14


			Exterior/None - Misc - Commercial - 15			Misc - Commercial			15			Exterior/None			Com-Indoor-LF+HID			Ex			MiC			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7893333333			3600			SDG			1			1			0			0.7893333333			3600									Com-Indoor-LF+HIDPGEMiCExCZ15			Com-Indoor-LF+HIDSCEMiCExCZ15			Com-Indoor-LF+HIDSDGMiCExCZ15


			Exterior/None - Misc - Commercial - 16			Misc - Commercial			16			Exterior/None			Com-Indoor-LF+HID			Ex			MiC			CZ16			Wtd			PGE			1			1			0			0.7893333333			3600			SCE			1			1			0			0.7893333333			3600			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEMiCExCZ16			Com-Indoor-LF+HIDSCEMiCExCZ16			Com-Indoor-LF+HIDSDGMiCExCZ16


			Exterior/None - Misc - Commercial - 17			Misc - Commercial			17			Exterior/None			Com-Indoor-LF+HID			Ex			MiC			IOU			Wtd			PGE			1			1			0			0.7893333333			3600			SCE			1			1			0			0.7893333333			3600			SDG			1			1			0			0.7893333333			3600									Com-Indoor-LF+HIDPGEMiCExIOU			Com-Indoor-LF+HIDSCEMiCExIOU			Com-Indoor-LF+HIDSDGMiCExIOU


			Exterior/None - Office - Large - 01			Office - Large			01			Exterior/None			Com-Indoor-LF+HID			Ex			OfL			CZ01			Wtd			PGE			1			1			0			0.71			2640			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ01			Com-Indoor-LF+HIDSCEOfLExCZ01			Com-Indoor-LF+HIDSDGOfLExCZ01


			Exterior/None - Office - Large - 02			Office - Large			02			Exterior/None			Com-Indoor-LF+HID			Ex			OfL			CZ02			Wtd			PGE			1			1			0			0.71			2640			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ02			Com-Indoor-LF+HIDSCEOfLExCZ02			Com-Indoor-LF+HIDSDGOfLExCZ02


			Exterior/None - Office - Large - 03			Office - Large			03			Exterior/None			Com-Indoor-LF+HID			Ex			OfL			CZ03			Wtd			PGE			1			1			0			0.71			2640			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ03			Com-Indoor-LF+HIDSCEOfLExCZ03			Com-Indoor-LF+HIDSDGOfLExCZ03


			Exterior/None - Office - Large - 04			Office - Large			04			Exterior/None			Com-Indoor-LF+HID			Ex			OfL			CZ04			Wtd			PGE			1			1			0			0.71			2640			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ04			Com-Indoor-LF+HIDSCEOfLExCZ04			Com-Indoor-LF+HIDSDGOfLExCZ04


			Exterior/None - Office - Large - 05			Office - Large			05			Exterior/None			Com-Indoor-LF+HID			Ex			OfL			CZ05			Wtd			PGE			1			1			0			0.71			2640			SCE			1			1			0			0.71			2640			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ05			Com-Indoor-LF+HIDSCEOfLExCZ05			Com-Indoor-LF+HIDSDGOfLExCZ05


			Exterior/None - Office - Large - 06			Office - Large			06			Exterior/None			Com-Indoor-LF+HID			Ex			OfL			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.71			2640			SDG			1			1			0			0.71			2640									Com-Indoor-LF+HIDPGEOfLExCZ06			Com-Indoor-LF+HIDSCEOfLExCZ06			Com-Indoor-LF+HIDSDGOfLExCZ06


			Exterior/None - Office - Large - 07			Office - Large			07			Exterior/None			Com-Indoor-LF+HID			Ex			OfL			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.71			2640									Com-Indoor-LF+HIDPGEOfLExCZ07			Com-Indoor-LF+HIDSCEOfLExCZ07			Com-Indoor-LF+HIDSDGOfLExCZ07


			Exterior/None - Office - Large - 08			Office - Large			08			Exterior/None			Com-Indoor-LF+HID			Ex			OfL			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.71			2640			SDG			1			1			0			0.71			2640									Com-Indoor-LF+HIDPGEOfLExCZ08			Com-Indoor-LF+HIDSCEOfLExCZ08			Com-Indoor-LF+HIDSDGOfLExCZ08


			Exterior/None - Office - Large - 09			Office - Large			09			Exterior/None			Com-Indoor-LF+HID			Ex			OfL			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.71			2640			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ09			Com-Indoor-LF+HIDSCEOfLExCZ09			Com-Indoor-LF+HIDSDGOfLExCZ09


			Exterior/None - Office - Large - 10			Office - Large			10			Exterior/None			Com-Indoor-LF+HID			Ex			OfL			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.71			2640			SDG			1			1			0			0.71			2640									Com-Indoor-LF+HIDPGEOfLExCZ10			Com-Indoor-LF+HIDSCEOfLExCZ10			Com-Indoor-LF+HIDSDGOfLExCZ10


			Exterior/None - Office - Large - 11			Office - Large			11			Exterior/None			Com-Indoor-LF+HID			Ex			OfL			CZ11			Wtd			PGE			1			1			0			0.71			2640			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ11			Com-Indoor-LF+HIDSCEOfLExCZ11			Com-Indoor-LF+HIDSDGOfLExCZ11


			Exterior/None - Office - Large - 12			Office - Large			12			Exterior/None			Com-Indoor-LF+HID			Ex			OfL			CZ12			Wtd			PGE			1			1			0			0.71			2640			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ12			Com-Indoor-LF+HIDSCEOfLExCZ12			Com-Indoor-LF+HIDSDGOfLExCZ12


			Exterior/None - Office - Large - 13			Office - Large			13			Exterior/None			Com-Indoor-LF+HID			Ex			OfL			CZ13			Wtd			PGE			1			1			0			0.71			2640			SCE			1			1			0			0.71			2640			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ13			Com-Indoor-LF+HIDSCEOfLExCZ13			Com-Indoor-LF+HIDSDGOfLExCZ13


			Exterior/None - Office - Large - 14			Office - Large			14			Exterior/None			Com-Indoor-LF+HID			Ex			OfL			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.71			2640			SDG			1			1			0			0.71			2640									Com-Indoor-LF+HIDPGEOfLExCZ14			Com-Indoor-LF+HIDSCEOfLExCZ14			Com-Indoor-LF+HIDSDGOfLExCZ14


			Exterior/None - Office - Large - 15			Office - Large			15			Exterior/None			Com-Indoor-LF+HID			Ex			OfL			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.71			2640			SDG			1			1			0			0.71			2640									Com-Indoor-LF+HIDPGEOfLExCZ15			Com-Indoor-LF+HIDSCEOfLExCZ15			Com-Indoor-LF+HIDSDGOfLExCZ15


			Exterior/None - Office - Large - 16			Office - Large			16			Exterior/None			Com-Indoor-LF+HID			Ex			OfL			CZ16			Wtd			PGE			1			1			0			0.71			2640			SCE			1			1			0			0.71			2640			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfLExCZ16			Com-Indoor-LF+HIDSCEOfLExCZ16			Com-Indoor-LF+HIDSDGOfLExCZ16


			Exterior/None - Office - Large - 17			Office - Large			17			Exterior/None			Com-Indoor-LF+HID			Ex			OfL			IOU			Wtd			PGE			1			1			0			0.71			2640			SCE			1			1			0			0.71			2640			SDG			1			1			0			0.71			2640									Com-Indoor-LF+HIDPGEOfLExIOU			Com-Indoor-LF+HIDSCEOfLExIOU			Com-Indoor-LF+HIDSDGOfLExIOU


			Exterior/None - Office - Small - 01			Office - Small			01			Exterior/None			Com-Indoor-LF+HID			Ex			OfS			CZ01			Wtd			PGE			1			1			0			0.693			2590			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ01			Com-Indoor-LF+HIDSCEOfSExCZ01			Com-Indoor-LF+HIDSDGOfSExCZ01


			Exterior/None - Office - Small - 02			Office - Small			02			Exterior/None			Com-Indoor-LF+HID			Ex			OfS			CZ02			Wtd			PGE			1			1			0			0.693			2590			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ02			Com-Indoor-LF+HIDSCEOfSExCZ02			Com-Indoor-LF+HIDSDGOfSExCZ02


			Exterior/None - Office - Small - 03			Office - Small			03			Exterior/None			Com-Indoor-LF+HID			Ex			OfS			CZ03			Wtd			PGE			1			1			0			0.693			2590			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ03			Com-Indoor-LF+HIDSCEOfSExCZ03			Com-Indoor-LF+HIDSDGOfSExCZ03


			Exterior/None - Office - Small - 04			Office - Small			04			Exterior/None			Com-Indoor-LF+HID			Ex			OfS			CZ04			Wtd			PGE			1			1			0			0.693			2590			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ04			Com-Indoor-LF+HIDSCEOfSExCZ04			Com-Indoor-LF+HIDSDGOfSExCZ04


			Exterior/None - Office - Small - 05			Office - Small			05			Exterior/None			Com-Indoor-LF+HID			Ex			OfS			CZ05			Wtd			PGE			1			1			0			0.693			2590			SCE			1			1			0			0.693			2590			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ05			Com-Indoor-LF+HIDSCEOfSExCZ05			Com-Indoor-LF+HIDSDGOfSExCZ05


			Exterior/None - Office - Small - 06			Office - Small			06			Exterior/None			Com-Indoor-LF+HID			Ex			OfS			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.693			2590			SDG			1			1			0			0.693			2590									Com-Indoor-LF+HIDPGEOfSExCZ06			Com-Indoor-LF+HIDSCEOfSExCZ06			Com-Indoor-LF+HIDSDGOfSExCZ06


			Exterior/None - Office - Small - 07			Office - Small			07			Exterior/None			Com-Indoor-LF+HID			Ex			OfS			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.693			2590									Com-Indoor-LF+HIDPGEOfSExCZ07			Com-Indoor-LF+HIDSCEOfSExCZ07			Com-Indoor-LF+HIDSDGOfSExCZ07


			Exterior/None - Office - Small - 08			Office - Small			08			Exterior/None			Com-Indoor-LF+HID			Ex			OfS			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.693			2590			SDG			1			1			0			0.693			2590									Com-Indoor-LF+HIDPGEOfSExCZ08			Com-Indoor-LF+HIDSCEOfSExCZ08			Com-Indoor-LF+HIDSDGOfSExCZ08


			Exterior/None - Office - Small - 09			Office - Small			09			Exterior/None			Com-Indoor-LF+HID			Ex			OfS			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.693			2590			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ09			Com-Indoor-LF+HIDSCEOfSExCZ09			Com-Indoor-LF+HIDSDGOfSExCZ09


			Exterior/None - Office - Small - 10			Office - Small			10			Exterior/None			Com-Indoor-LF+HID			Ex			OfS			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.693			2590			SDG			1			1			0			0.693			2590									Com-Indoor-LF+HIDPGEOfSExCZ10			Com-Indoor-LF+HIDSCEOfSExCZ10			Com-Indoor-LF+HIDSDGOfSExCZ10


			Exterior/None - Office - Small - 11			Office - Small			11			Exterior/None			Com-Indoor-LF+HID			Ex			OfS			CZ11			Wtd			PGE			1			1			0			0.693			2590			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ11			Com-Indoor-LF+HIDSCEOfSExCZ11			Com-Indoor-LF+HIDSDGOfSExCZ11


			Exterior/None - Office - Small - 12			Office - Small			12			Exterior/None			Com-Indoor-LF+HID			Ex			OfS			CZ12			Wtd			PGE			1			1			0			0.693			2590			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ12			Com-Indoor-LF+HIDSCEOfSExCZ12			Com-Indoor-LF+HIDSDGOfSExCZ12


			Exterior/None - Office - Small - 13			Office - Small			13			Exterior/None			Com-Indoor-LF+HID			Ex			OfS			CZ13			Wtd			PGE			1			1			0			0.693			2590			SCE			1			1			0			0.693			2590			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ13			Com-Indoor-LF+HIDSCEOfSExCZ13			Com-Indoor-LF+HIDSDGOfSExCZ13


			Exterior/None - Office - Small - 14			Office - Small			14			Exterior/None			Com-Indoor-LF+HID			Ex			OfS			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.693			2590			SDG			1			1			0			0.693			2590									Com-Indoor-LF+HIDPGEOfSExCZ14			Com-Indoor-LF+HIDSCEOfSExCZ14			Com-Indoor-LF+HIDSDGOfSExCZ14


			Exterior/None - Office - Small - 15			Office - Small			15			Exterior/None			Com-Indoor-LF+HID			Ex			OfS			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.693			2590			SDG			1			1			0			0.693			2590									Com-Indoor-LF+HIDPGEOfSExCZ15			Com-Indoor-LF+HIDSCEOfSExCZ15			Com-Indoor-LF+HIDSDGOfSExCZ15


			Exterior/None - Office - Small - 16			Office - Small			16			Exterior/None			Com-Indoor-LF+HID			Ex			OfS			CZ16			Wtd			PGE			1			1			0			0.693			2590			SCE			1			1			0			0.693			2590			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEOfSExCZ16			Com-Indoor-LF+HIDSCEOfSExCZ16			Com-Indoor-LF+HIDSDGOfSExCZ16


			Exterior/None - Office - Small - 17			Office - Small			17			Exterior/None			Com-Indoor-LF+HID			Ex			OfS			IOU			Wtd			PGE			1			1			0			0.693			2590			SCE			1			1			0			0.693			2590			SDG			1			1			0			0.693			2590									Com-Indoor-LF+HIDPGEOfSExIOU			Com-Indoor-LF+HIDSCEOfSExIOU			Com-Indoor-LF+HIDSDGOfSExIOU


			Exterior/None - Restaurant - Fast-Food - 01			Restaurant - Fast-Food			01			Exterior/None			Com-Indoor-LF+HID			Ex			RFF			CZ01			Wtd			PGE			1			1			0			0.813			4840			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ01			Com-Indoor-LF+HIDSCERFFExCZ01			Com-Indoor-LF+HIDSDGRFFExCZ01


			Exterior/None - Restaurant - Fast-Food - 02			Restaurant - Fast-Food			02			Exterior/None			Com-Indoor-LF+HID			Ex			RFF			CZ02			Wtd			PGE			1			1			0			0.813			4840			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ02			Com-Indoor-LF+HIDSCERFFExCZ02			Com-Indoor-LF+HIDSDGRFFExCZ02


			Exterior/None - Restaurant - Fast-Food - 03			Restaurant - Fast-Food			03			Exterior/None			Com-Indoor-LF+HID			Ex			RFF			CZ03			Wtd			PGE			1			1			0			0.813			4840			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ03			Com-Indoor-LF+HIDSCERFFExCZ03			Com-Indoor-LF+HIDSDGRFFExCZ03


			Exterior/None - Restaurant - Fast-Food - 04			Restaurant - Fast-Food			04			Exterior/None			Com-Indoor-LF+HID			Ex			RFF			CZ04			Wtd			PGE			1			1			0			0.813			4840			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ04			Com-Indoor-LF+HIDSCERFFExCZ04			Com-Indoor-LF+HIDSDGRFFExCZ04


			Exterior/None - Restaurant - Fast-Food - 05			Restaurant - Fast-Food			05			Exterior/None			Com-Indoor-LF+HID			Ex			RFF			CZ05			Wtd			PGE			1			1			0			0.813			4840			SCE			1			1			0			0.813			4840			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ05			Com-Indoor-LF+HIDSCERFFExCZ05			Com-Indoor-LF+HIDSDGRFFExCZ05


			Exterior/None - Restaurant - Fast-Food - 06			Restaurant - Fast-Food			06			Exterior/None			Com-Indoor-LF+HID			Ex			RFF			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.813			4840			SDG			1			1			0			0.813			4840									Com-Indoor-LF+HIDPGERFFExCZ06			Com-Indoor-LF+HIDSCERFFExCZ06			Com-Indoor-LF+HIDSDGRFFExCZ06


			Exterior/None - Restaurant - Fast-Food - 07			Restaurant - Fast-Food			07			Exterior/None			Com-Indoor-LF+HID			Ex			RFF			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.813			4840									Com-Indoor-LF+HIDPGERFFExCZ07			Com-Indoor-LF+HIDSCERFFExCZ07			Com-Indoor-LF+HIDSDGRFFExCZ07


			Exterior/None - Restaurant - Fast-Food - 08			Restaurant - Fast-Food			08			Exterior/None			Com-Indoor-LF+HID			Ex			RFF			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.813			4840			SDG			1			1			0			0.813			4840									Com-Indoor-LF+HIDPGERFFExCZ08			Com-Indoor-LF+HIDSCERFFExCZ08			Com-Indoor-LF+HIDSDGRFFExCZ08


			Exterior/None - Restaurant - Fast-Food - 09			Restaurant - Fast-Food			09			Exterior/None			Com-Indoor-LF+HID			Ex			RFF			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.813			4840			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ09			Com-Indoor-LF+HIDSCERFFExCZ09			Com-Indoor-LF+HIDSDGRFFExCZ09


			Exterior/None - Restaurant - Fast-Food - 10			Restaurant - Fast-Food			10			Exterior/None			Com-Indoor-LF+HID			Ex			RFF			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.813			4840			SDG			1			1			0			0.813			4840									Com-Indoor-LF+HIDPGERFFExCZ10			Com-Indoor-LF+HIDSCERFFExCZ10			Com-Indoor-LF+HIDSDGRFFExCZ10


			Exterior/None - Restaurant - Fast-Food - 11			Restaurant - Fast-Food			11			Exterior/None			Com-Indoor-LF+HID			Ex			RFF			CZ11			Wtd			PGE			1			1			0			0.813			4840			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ11			Com-Indoor-LF+HIDSCERFFExCZ11			Com-Indoor-LF+HIDSDGRFFExCZ11


			Exterior/None - Restaurant - Fast-Food - 12			Restaurant - Fast-Food			12			Exterior/None			Com-Indoor-LF+HID			Ex			RFF			CZ12			Wtd			PGE			1			1			0			0.813			4840			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ12			Com-Indoor-LF+HIDSCERFFExCZ12			Com-Indoor-LF+HIDSDGRFFExCZ12


			Exterior/None - Restaurant - Fast-Food - 13			Restaurant - Fast-Food			13			Exterior/None			Com-Indoor-LF+HID			Ex			RFF			CZ13			Wtd			PGE			1			1			0			0.813			4840			SCE			1			1			0			0.813			4840			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ13			Com-Indoor-LF+HIDSCERFFExCZ13			Com-Indoor-LF+HIDSDGRFFExCZ13


			Exterior/None - Restaurant - Fast-Food - 14			Restaurant - Fast-Food			14			Exterior/None			Com-Indoor-LF+HID			Ex			RFF			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.813			4840			SDG			1			1			0			0.813			4840									Com-Indoor-LF+HIDPGERFFExCZ14			Com-Indoor-LF+HIDSCERFFExCZ14			Com-Indoor-LF+HIDSDGRFFExCZ14


			Exterior/None - Restaurant - Fast-Food - 15			Restaurant - Fast-Food			15			Exterior/None			Com-Indoor-LF+HID			Ex			RFF			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.813			4840			SDG			1			1			0			0.813			4840									Com-Indoor-LF+HIDPGERFFExCZ15			Com-Indoor-LF+HIDSCERFFExCZ15			Com-Indoor-LF+HIDSDGRFFExCZ15


			Exterior/None - Restaurant - Fast-Food - 16			Restaurant - Fast-Food			16			Exterior/None			Com-Indoor-LF+HID			Ex			RFF			CZ16			Wtd			PGE			1			1			0			0.813			4840			SCE			1			1			0			0.813			4840			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERFFExCZ16			Com-Indoor-LF+HIDSCERFFExCZ16			Com-Indoor-LF+HIDSDGRFFExCZ16


			Exterior/None - Restaurant - Fast-Food - 17			Restaurant - Fast-Food			17			Exterior/None			Com-Indoor-LF+HID			Ex			RFF			IOU			Wtd			PGE			1			1			0			0.813			4840			SCE			1			1			0			0.813			4840			SDG			1			1			0			0.813			4840									Com-Indoor-LF+HIDPGERFFExIOU			Com-Indoor-LF+HIDSCERFFExIOU			Com-Indoor-LF+HIDSDGRFFExIOU


			Exterior/None - Restaurant - Sit-Down - 01			Restaurant - Sit-Down			01			Exterior/None			Com-Indoor-LF+HID			Ex			RSD			CZ01			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ01			Com-Indoor-LF+HIDSCERSDExCZ01			Com-Indoor-LF+HIDSDGRSDExCZ01


			Exterior/None - Restaurant - Sit-Down - 02			Restaurant - Sit-Down			02			Exterior/None			Com-Indoor-LF+HID			Ex			RSD			CZ02			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ02			Com-Indoor-LF+HIDSCERSDExCZ02			Com-Indoor-LF+HIDSDGRSDExCZ02


			Exterior/None - Restaurant - Sit-Down - 03			Restaurant - Sit-Down			03			Exterior/None			Com-Indoor-LF+HID			Ex			RSD			CZ03			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ03			Com-Indoor-LF+HIDSCERSDExCZ03			Com-Indoor-LF+HIDSDGRSDExCZ03


			Exterior/None - Restaurant - Sit-Down - 04			Restaurant - Sit-Down			04			Exterior/None			Com-Indoor-LF+HID			Ex			RSD			CZ04			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ04			Com-Indoor-LF+HIDSCERSDExCZ04			Com-Indoor-LF+HIDSDGRSDExCZ04


			Exterior/None - Restaurant - Sit-Down - 05			Restaurant - Sit-Down			05			Exterior/None			Com-Indoor-LF+HID			Ex			RSD			CZ05			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0.8			4830			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ05			Com-Indoor-LF+HIDSCERSDExCZ05			Com-Indoor-LF+HIDSDGRSDExCZ05


			Exterior/None - Restaurant - Sit-Down - 06			Restaurant - Sit-Down			06			Exterior/None			Com-Indoor-LF+HID			Ex			RSD			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.8			4830			SDG			1			1			0			0.8			4830									Com-Indoor-LF+HIDPGERSDExCZ06			Com-Indoor-LF+HIDSCERSDExCZ06			Com-Indoor-LF+HIDSDGRSDExCZ06


			Exterior/None - Restaurant - Sit-Down - 07			Restaurant - Sit-Down			07			Exterior/None			Com-Indoor-LF+HID			Ex			RSD			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.8			4830									Com-Indoor-LF+HIDPGERSDExCZ07			Com-Indoor-LF+HIDSCERSDExCZ07			Com-Indoor-LF+HIDSDGRSDExCZ07


			Exterior/None - Restaurant - Sit-Down - 08			Restaurant - Sit-Down			08			Exterior/None			Com-Indoor-LF+HID			Ex			RSD			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.8			4830			SDG			1			1			0			0.8			4830									Com-Indoor-LF+HIDPGERSDExCZ08			Com-Indoor-LF+HIDSCERSDExCZ08			Com-Indoor-LF+HIDSDGRSDExCZ08


			Exterior/None - Restaurant - Sit-Down - 09			Restaurant - Sit-Down			09			Exterior/None			Com-Indoor-LF+HID			Ex			RSD			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.8			4830			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ09			Com-Indoor-LF+HIDSCERSDExCZ09			Com-Indoor-LF+HIDSDGRSDExCZ09


			Exterior/None - Restaurant - Sit-Down - 10			Restaurant - Sit-Down			10			Exterior/None			Com-Indoor-LF+HID			Ex			RSD			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.8			4830			SDG			1			1			0			0.8			4830									Com-Indoor-LF+HIDPGERSDExCZ10			Com-Indoor-LF+HIDSCERSDExCZ10			Com-Indoor-LF+HIDSDGRSDExCZ10


			Exterior/None - Restaurant - Sit-Down - 11			Restaurant - Sit-Down			11			Exterior/None			Com-Indoor-LF+HID			Ex			RSD			CZ11			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ11			Com-Indoor-LF+HIDSCERSDExCZ11			Com-Indoor-LF+HIDSDGRSDExCZ11


			Exterior/None - Restaurant - Sit-Down - 12			Restaurant - Sit-Down			12			Exterior/None			Com-Indoor-LF+HID			Ex			RSD			CZ12			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ12			Com-Indoor-LF+HIDSCERSDExCZ12			Com-Indoor-LF+HIDSDGRSDExCZ12


			Exterior/None - Restaurant - Sit-Down - 13			Restaurant - Sit-Down			13			Exterior/None			Com-Indoor-LF+HID			Ex			RSD			CZ13			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0.8			4830			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ13			Com-Indoor-LF+HIDSCERSDExCZ13			Com-Indoor-LF+HIDSDGRSDExCZ13


			Exterior/None - Restaurant - Sit-Down - 14			Restaurant - Sit-Down			14			Exterior/None			Com-Indoor-LF+HID			Ex			RSD			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.8			4830			SDG			1			1			0			0.8			4830									Com-Indoor-LF+HIDPGERSDExCZ14			Com-Indoor-LF+HIDSCERSDExCZ14			Com-Indoor-LF+HIDSDGRSDExCZ14


			Exterior/None - Restaurant - Sit-Down - 15			Restaurant - Sit-Down			15			Exterior/None			Com-Indoor-LF+HID			Ex			RSD			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.8			4830			SDG			1			1			0			0.8			4830									Com-Indoor-LF+HIDPGERSDExCZ15			Com-Indoor-LF+HIDSCERSDExCZ15			Com-Indoor-LF+HIDSDGRSDExCZ15


			Exterior/None - Restaurant - Sit-Down - 16			Restaurant - Sit-Down			16			Exterior/None			Com-Indoor-LF+HID			Ex			RSD			CZ16			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0.8			4830			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERSDExCZ16			Com-Indoor-LF+HIDSCERSDExCZ16			Com-Indoor-LF+HIDSDGRSDExCZ16


			Exterior/None - Restaurant - Sit-Down - 17			Restaurant - Sit-Down			17			Exterior/None			Com-Indoor-LF+HID			Ex			RSD			IOU			Wtd			PGE			1			1			0			0.8			4830			SCE			1			1			0			0.8			4830			SDG			1			1			0			0.8			4830									Com-Indoor-LF+HIDPGERSDExIOU			Com-Indoor-LF+HIDSCERSDExIOU			Com-Indoor-LF+HIDSDGRSDExIOU


			Exterior/None - Retail - Multistory Large - 01			Retail - Multistory Large			01			Exterior/None			Com-Indoor-LF+HID			Ex			Rt3			CZ01			Wtd			PGE			1			1			0			0.759			3380			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ01			Com-Indoor-LF+HIDSCERt3ExCZ01			Com-Indoor-LF+HIDSDGRt3ExCZ01


			Exterior/None - Retail - Multistory Large - 02			Retail - Multistory Large			02			Exterior/None			Com-Indoor-LF+HID			Ex			Rt3			CZ02			Wtd			PGE			1			1			0			0.759			3380			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ02			Com-Indoor-LF+HIDSCERt3ExCZ02			Com-Indoor-LF+HIDSDGRt3ExCZ02


			Exterior/None - Retail - Multistory Large - 03			Retail - Multistory Large			03			Exterior/None			Com-Indoor-LF+HID			Ex			Rt3			CZ03			Wtd			PGE			1			1			0			0.759			3380			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ03			Com-Indoor-LF+HIDSCERt3ExCZ03			Com-Indoor-LF+HIDSDGRt3ExCZ03


			Exterior/None - Retail - Multistory Large - 04			Retail - Multistory Large			04			Exterior/None			Com-Indoor-LF+HID			Ex			Rt3			CZ04			Wtd			PGE			1			1			0			0.759			3380			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ04			Com-Indoor-LF+HIDSCERt3ExCZ04			Com-Indoor-LF+HIDSDGRt3ExCZ04


			Exterior/None - Retail - Multistory Large - 05			Retail - Multistory Large			05			Exterior/None			Com-Indoor-LF+HID			Ex			Rt3			CZ05			Wtd			PGE			1			1			0			0.759			3380			SCE			1			1			0			0.759			3380			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ05			Com-Indoor-LF+HIDSCERt3ExCZ05			Com-Indoor-LF+HIDSDGRt3ExCZ05


			Exterior/None - Retail - Multistory Large - 06			Retail - Multistory Large			06			Exterior/None			Com-Indoor-LF+HID			Ex			Rt3			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.759			3380			SDG			1			1			0			0.759			3380									Com-Indoor-LF+HIDPGERt3ExCZ06			Com-Indoor-LF+HIDSCERt3ExCZ06			Com-Indoor-LF+HIDSDGRt3ExCZ06


			Exterior/None - Retail - Multistory Large - 07			Retail - Multistory Large			07			Exterior/None			Com-Indoor-LF+HID			Ex			Rt3			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.759			3380									Com-Indoor-LF+HIDPGERt3ExCZ07			Com-Indoor-LF+HIDSCERt3ExCZ07			Com-Indoor-LF+HIDSDGRt3ExCZ07


			Exterior/None - Retail - Multistory Large - 08			Retail - Multistory Large			08			Exterior/None			Com-Indoor-LF+HID			Ex			Rt3			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.759			3380			SDG			1			1			0			0.759			3380									Com-Indoor-LF+HIDPGERt3ExCZ08			Com-Indoor-LF+HIDSCERt3ExCZ08			Com-Indoor-LF+HIDSDGRt3ExCZ08


			Exterior/None - Retail - Multistory Large - 09			Retail - Multistory Large			09			Exterior/None			Com-Indoor-LF+HID			Ex			Rt3			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.759			3380			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ09			Com-Indoor-LF+HIDSCERt3ExCZ09			Com-Indoor-LF+HIDSDGRt3ExCZ09


			Exterior/None - Retail - Multistory Large - 10			Retail - Multistory Large			10			Exterior/None			Com-Indoor-LF+HID			Ex			Rt3			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.759			3380			SDG			1			1			0			0.759			3380									Com-Indoor-LF+HIDPGERt3ExCZ10			Com-Indoor-LF+HIDSCERt3ExCZ10			Com-Indoor-LF+HIDSDGRt3ExCZ10


			Exterior/None - Retail - Multistory Large - 11			Retail - Multistory Large			11			Exterior/None			Com-Indoor-LF+HID			Ex			Rt3			CZ11			Wtd			PGE			1			1			0			0.759			3380			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ11			Com-Indoor-LF+HIDSCERt3ExCZ11			Com-Indoor-LF+HIDSDGRt3ExCZ11


			Exterior/None - Retail - Multistory Large - 12			Retail - Multistory Large			12			Exterior/None			Com-Indoor-LF+HID			Ex			Rt3			CZ12			Wtd			PGE			1			1			0			0.759			3380			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ12			Com-Indoor-LF+HIDSCERt3ExCZ12			Com-Indoor-LF+HIDSDGRt3ExCZ12


			Exterior/None - Retail - Multistory Large - 13			Retail - Multistory Large			13			Exterior/None			Com-Indoor-LF+HID			Ex			Rt3			CZ13			Wtd			PGE			1			1			0			0.759			3380			SCE			1			1			0			0.759			3380			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ13			Com-Indoor-LF+HIDSCERt3ExCZ13			Com-Indoor-LF+HIDSDGRt3ExCZ13


			Exterior/None - Retail - Multistory Large - 14			Retail - Multistory Large			14			Exterior/None			Com-Indoor-LF+HID			Ex			Rt3			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.759			3380			SDG			1			1			0			0.759			3380									Com-Indoor-LF+HIDPGERt3ExCZ14			Com-Indoor-LF+HIDSCERt3ExCZ14			Com-Indoor-LF+HIDSDGRt3ExCZ14


			Exterior/None - Retail - Multistory Large - 15			Retail - Multistory Large			15			Exterior/None			Com-Indoor-LF+HID			Ex			Rt3			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.759			3380			SDG			1			1			0			0.759			3380									Com-Indoor-LF+HIDPGERt3ExCZ15			Com-Indoor-LF+HIDSCERt3ExCZ15			Com-Indoor-LF+HIDSDGRt3ExCZ15


			Exterior/None - Retail - Multistory Large - 16			Retail - Multistory Large			16			Exterior/None			Com-Indoor-LF+HID			Ex			Rt3			CZ16			Wtd			PGE			1			1			0			0.759			3380			SCE			1			1			0			0.759			3380			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERt3ExCZ16			Com-Indoor-LF+HIDSCERt3ExCZ16			Com-Indoor-LF+HIDSDGRt3ExCZ16


			Exterior/None - Retail - Multistory Large - 17			Retail - Multistory Large			17			Exterior/None			Com-Indoor-LF+HID			Ex			Rt3			IOU			Wtd			PGE			1			1			0			0.759			3380			SCE			1			1			0			0.759			3380			SDG			1			1			0			0.759			3380									Com-Indoor-LF+HIDPGERt3ExIOU			Com-Indoor-LF+HIDSCERt3ExIOU			Com-Indoor-LF+HIDSDGRt3ExIOU


			Exterior/None - Retail - Single-Story Large - 01			Retail - Single-Story Large			01			Exterior/None			Com-Indoor-LF+HID			Ex			RtL			CZ01			Wtd			PGE			1			1			0			0.848			4270			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ01			Com-Indoor-LF+HIDSCERtLExCZ01			Com-Indoor-LF+HIDSDGRtLExCZ01


			Exterior/None - Retail - Single-Story Large - 02			Retail - Single-Story Large			02			Exterior/None			Com-Indoor-LF+HID			Ex			RtL			CZ02			Wtd			PGE			1			1			0			0.848			4270			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ02			Com-Indoor-LF+HIDSCERtLExCZ02			Com-Indoor-LF+HIDSDGRtLExCZ02


			Exterior/None - Retail - Single-Story Large - 03			Retail - Single-Story Large			03			Exterior/None			Com-Indoor-LF+HID			Ex			RtL			CZ03			Wtd			PGE			1			1			0			0.848			4270			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ03			Com-Indoor-LF+HIDSCERtLExCZ03			Com-Indoor-LF+HIDSDGRtLExCZ03


			Exterior/None - Retail - Single-Story Large - 04			Retail - Single-Story Large			04			Exterior/None			Com-Indoor-LF+HID			Ex			RtL			CZ04			Wtd			PGE			1			1			0			0.848			4270			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ04			Com-Indoor-LF+HIDSCERtLExCZ04			Com-Indoor-LF+HIDSDGRtLExCZ04


			Exterior/None - Retail - Single-Story Large - 05			Retail - Single-Story Large			05			Exterior/None			Com-Indoor-LF+HID			Ex			RtL			CZ05			Wtd			PGE			1			1			0			0.848			4270			SCE			1			1			0			0.848			4270			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ05			Com-Indoor-LF+HIDSCERtLExCZ05			Com-Indoor-LF+HIDSDGRtLExCZ05


			Exterior/None - Retail - Single-Story Large - 06			Retail - Single-Story Large			06			Exterior/None			Com-Indoor-LF+HID			Ex			RtL			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.848			4270			SDG			1			1			0			0.848			4270									Com-Indoor-LF+HIDPGERtLExCZ06			Com-Indoor-LF+HIDSCERtLExCZ06			Com-Indoor-LF+HIDSDGRtLExCZ06


			Exterior/None - Retail - Single-Story Large - 07			Retail - Single-Story Large			07			Exterior/None			Com-Indoor-LF+HID			Ex			RtL			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.848			4270									Com-Indoor-LF+HIDPGERtLExCZ07			Com-Indoor-LF+HIDSCERtLExCZ07			Com-Indoor-LF+HIDSDGRtLExCZ07


			Exterior/None - Retail - Single-Story Large - 08			Retail - Single-Story Large			08			Exterior/None			Com-Indoor-LF+HID			Ex			RtL			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.848			4270			SDG			1			1			0			0.848			4270									Com-Indoor-LF+HIDPGERtLExCZ08			Com-Indoor-LF+HIDSCERtLExCZ08			Com-Indoor-LF+HIDSDGRtLExCZ08


			Exterior/None - Retail - Single-Story Large - 09			Retail - Single-Story Large			09			Exterior/None			Com-Indoor-LF+HID			Ex			RtL			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.848			4270			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ09			Com-Indoor-LF+HIDSCERtLExCZ09			Com-Indoor-LF+HIDSDGRtLExCZ09


			Exterior/None - Retail - Single-Story Large - 10			Retail - Single-Story Large			10			Exterior/None			Com-Indoor-LF+HID			Ex			RtL			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.848			4270			SDG			1			1			0			0.848			4270									Com-Indoor-LF+HIDPGERtLExCZ10			Com-Indoor-LF+HIDSCERtLExCZ10			Com-Indoor-LF+HIDSDGRtLExCZ10


			Exterior/None - Retail - Single-Story Large - 11			Retail - Single-Story Large			11			Exterior/None			Com-Indoor-LF+HID			Ex			RtL			CZ11			Wtd			PGE			1			1			0			0.848			4270			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ11			Com-Indoor-LF+HIDSCERtLExCZ11			Com-Indoor-LF+HIDSDGRtLExCZ11


			Exterior/None - Retail - Single-Story Large - 12			Retail - Single-Story Large			12			Exterior/None			Com-Indoor-LF+HID			Ex			RtL			CZ12			Wtd			PGE			1			1			0			0.848			4270			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ12			Com-Indoor-LF+HIDSCERtLExCZ12			Com-Indoor-LF+HIDSDGRtLExCZ12


			Exterior/None - Retail - Single-Story Large - 13			Retail - Single-Story Large			13			Exterior/None			Com-Indoor-LF+HID			Ex			RtL			CZ13			Wtd			PGE			1			1			0			0.848			4270			SCE			1			1			0			0.848			4270			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ13			Com-Indoor-LF+HIDSCERtLExCZ13			Com-Indoor-LF+HIDSDGRtLExCZ13


			Exterior/None - Retail - Single-Story Large - 14			Retail - Single-Story Large			14			Exterior/None			Com-Indoor-LF+HID			Ex			RtL			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.848			4270			SDG			1			1			0			0.848			4270									Com-Indoor-LF+HIDPGERtLExCZ14			Com-Indoor-LF+HIDSCERtLExCZ14			Com-Indoor-LF+HIDSDGRtLExCZ14


			Exterior/None - Retail - Single-Story Large - 15			Retail - Single-Story Large			15			Exterior/None			Com-Indoor-LF+HID			Ex			RtL			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.848			4270			SDG			1			1			0			0.848			4270									Com-Indoor-LF+HIDPGERtLExCZ15			Com-Indoor-LF+HIDSCERtLExCZ15			Com-Indoor-LF+HIDSDGRtLExCZ15


			Exterior/None - Retail - Single-Story Large - 16			Retail - Single-Story Large			16			Exterior/None			Com-Indoor-LF+HID			Ex			RtL			CZ16			Wtd			PGE			1			1			0			0.848			4270			SCE			1			1			0			0.848			4270			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtLExCZ16			Com-Indoor-LF+HIDSCERtLExCZ16			Com-Indoor-LF+HIDSDGRtLExCZ16


			Exterior/None - Retail - Single-Story Large - 17			Retail - Single-Story Large			17			Exterior/None			Com-Indoor-LF+HID			Ex			RtL			IOU			Wtd			PGE			1			1			0			0.848			4270			SCE			1			1			0			0.848			4270			SDG			1			1			0			0.848			4270									Com-Indoor-LF+HIDPGERtLExIOU			Com-Indoor-LF+HIDSCERtLExIOU			Com-Indoor-LF+HIDSDGRtLExIOU


			Exterior/None - Retail - Small - 01			Retail - Small			01			Exterior/None			Com-Indoor-LF+HID			Ex			RtS			CZ01			Wtd			PGE			1			1			0			0.875			3380			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ01			Com-Indoor-LF+HIDSCERtSExCZ01			Com-Indoor-LF+HIDSDGRtSExCZ01


			Exterior/None - Retail - Small - 02			Retail - Small			02			Exterior/None			Com-Indoor-LF+HID			Ex			RtS			CZ02			Wtd			PGE			1			1			0			0.875			3380			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ02			Com-Indoor-LF+HIDSCERtSExCZ02			Com-Indoor-LF+HIDSDGRtSExCZ02


			Exterior/None - Retail - Small - 03			Retail - Small			03			Exterior/None			Com-Indoor-LF+HID			Ex			RtS			CZ03			Wtd			PGE			1			1			0			0.875			3380			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ03			Com-Indoor-LF+HIDSCERtSExCZ03			Com-Indoor-LF+HIDSDGRtSExCZ03


			Exterior/None - Retail - Small - 04			Retail - Small			04			Exterior/None			Com-Indoor-LF+HID			Ex			RtS			CZ04			Wtd			PGE			1			1			0			0.875			3380			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ04			Com-Indoor-LF+HIDSCERtSExCZ04			Com-Indoor-LF+HIDSDGRtSExCZ04


			Exterior/None - Retail - Small - 05			Retail - Small			05			Exterior/None			Com-Indoor-LF+HID			Ex			RtS			CZ05			Wtd			PGE			1			1			0			0.875			3380			SCE			1			1			0			0.875			3380			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ05			Com-Indoor-LF+HIDSCERtSExCZ05			Com-Indoor-LF+HIDSDGRtSExCZ05


			Exterior/None - Retail - Small - 06			Retail - Small			06			Exterior/None			Com-Indoor-LF+HID			Ex			RtS			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.875			3380			SDG			1			1			0			0.875			3380									Com-Indoor-LF+HIDPGERtSExCZ06			Com-Indoor-LF+HIDSCERtSExCZ06			Com-Indoor-LF+HIDSDGRtSExCZ06


			Exterior/None - Retail - Small - 07			Retail - Small			07			Exterior/None			Com-Indoor-LF+HID			Ex			RtS			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.875			3380									Com-Indoor-LF+HIDPGERtSExCZ07			Com-Indoor-LF+HIDSCERtSExCZ07			Com-Indoor-LF+HIDSDGRtSExCZ07


			Exterior/None - Retail - Small - 08			Retail - Small			08			Exterior/None			Com-Indoor-LF+HID			Ex			RtS			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.875			3380			SDG			1			1			0			0.875			3380									Com-Indoor-LF+HIDPGERtSExCZ08			Com-Indoor-LF+HIDSCERtSExCZ08			Com-Indoor-LF+HIDSDGRtSExCZ08


			Exterior/None - Retail - Small - 09			Retail - Small			09			Exterior/None			Com-Indoor-LF+HID			Ex			RtS			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.875			3380			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ09			Com-Indoor-LF+HIDSCERtSExCZ09			Com-Indoor-LF+HIDSDGRtSExCZ09


			Exterior/None - Retail - Small - 10			Retail - Small			10			Exterior/None			Com-Indoor-LF+HID			Ex			RtS			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.875			3380			SDG			1			1			0			0.875			3380									Com-Indoor-LF+HIDPGERtSExCZ10			Com-Indoor-LF+HIDSCERtSExCZ10			Com-Indoor-LF+HIDSDGRtSExCZ10


			Exterior/None - Retail - Small - 11			Retail - Small			11			Exterior/None			Com-Indoor-LF+HID			Ex			RtS			CZ11			Wtd			PGE			1			1			0			0.875			3380			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ11			Com-Indoor-LF+HIDSCERtSExCZ11			Com-Indoor-LF+HIDSDGRtSExCZ11


			Exterior/None - Retail - Small - 12			Retail - Small			12			Exterior/None			Com-Indoor-LF+HID			Ex			RtS			CZ12			Wtd			PGE			1			1			0			0.875			3380			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ12			Com-Indoor-LF+HIDSCERtSExCZ12			Com-Indoor-LF+HIDSDGRtSExCZ12


			Exterior/None - Retail - Small - 13			Retail - Small			13			Exterior/None			Com-Indoor-LF+HID			Ex			RtS			CZ13			Wtd			PGE			1			1			0			0.875			3380			SCE			1			1			0			0.875			3380			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ13			Com-Indoor-LF+HIDSCERtSExCZ13			Com-Indoor-LF+HIDSDGRtSExCZ13


			Exterior/None - Retail - Small - 14			Retail - Small			14			Exterior/None			Com-Indoor-LF+HID			Ex			RtS			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.875			3380			SDG			1			1			0			0.875			3380									Com-Indoor-LF+HIDPGERtSExCZ14			Com-Indoor-LF+HIDSCERtSExCZ14			Com-Indoor-LF+HIDSDGRtSExCZ14


			Exterior/None - Retail - Small - 15			Retail - Small			15			Exterior/None			Com-Indoor-LF+HID			Ex			RtS			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.875			3380			SDG			1			1			0			0.875			3380									Com-Indoor-LF+HIDPGERtSExCZ15			Com-Indoor-LF+HIDSCERtSExCZ15			Com-Indoor-LF+HIDSDGRtSExCZ15


			Exterior/None - Retail - Small - 16			Retail - Small			16			Exterior/None			Com-Indoor-LF+HID			Ex			RtS			CZ16			Wtd			PGE			1			1			0			0.875			3380			SCE			1			1			0			0.875			3380			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGERtSExCZ16			Com-Indoor-LF+HIDSCERtSExCZ16			Com-Indoor-LF+HIDSDGRtSExCZ16


			Exterior/None - Retail - Small - 17			Retail - Small			17			Exterior/None			Com-Indoor-LF+HID			Ex			RtS			IOU			Wtd			PGE			1			1			0			0.875			3380			SCE			1			1			0			0.875			3380			SDG			1			1			0			0.875			3380									Com-Indoor-LF+HIDPGERtSExIOU			Com-Indoor-LF+HIDSCERtSExIOU			Com-Indoor-LF+HIDSDGRtSExIOU


			Exterior/None - Storage - Conditioned - 01			Storage - Conditioned			01			Exterior/None			Com-Indoor-LF+HID			Ex			SCn			CZ01			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ01			Com-Indoor-LF+HIDSCESCnExCZ01			Com-Indoor-LF+HIDSDGSCnExCZ01


			Exterior/None - Storage - Conditioned - 02			Storage - Conditioned			02			Exterior/None			Com-Indoor-LF+HID			Ex			SCn			CZ02			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ02			Com-Indoor-LF+HIDSCESCnExCZ02			Com-Indoor-LF+HIDSDGSCnExCZ02


			Exterior/None - Storage - Conditioned - 03			Storage - Conditioned			03			Exterior/None			Com-Indoor-LF+HID			Ex			SCn			CZ03			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ03			Com-Indoor-LF+HIDSCESCnExCZ03			Com-Indoor-LF+HIDSDGSCnExCZ03


			Exterior/None - Storage - Conditioned - 04			Storage - Conditioned			04			Exterior/None			Com-Indoor-LF+HID			Ex			SCn			CZ04			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ04			Com-Indoor-LF+HIDSCESCnExCZ04			Com-Indoor-LF+HIDSDGSCnExCZ04


			Exterior/None - Storage - Conditioned - 05			Storage - Conditioned			05			Exterior/None			Com-Indoor-LF+HID			Ex			SCn			CZ05			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0.7			3420			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ05			Com-Indoor-LF+HIDSCESCnExCZ05			Com-Indoor-LF+HIDSDGSCnExCZ05


			Exterior/None - Storage - Conditioned - 06			Storage - Conditioned			06			Exterior/None			Com-Indoor-LF+HID			Ex			SCn			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7			3420			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESCnExCZ06			Com-Indoor-LF+HIDSCESCnExCZ06			Com-Indoor-LF+HIDSDGSCnExCZ06


			Exterior/None - Storage - Conditioned - 07			Storage - Conditioned			07			Exterior/None			Com-Indoor-LF+HID			Ex			SCn			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESCnExCZ07			Com-Indoor-LF+HIDSCESCnExCZ07			Com-Indoor-LF+HIDSDGSCnExCZ07


			Exterior/None - Storage - Conditioned - 08			Storage - Conditioned			08			Exterior/None			Com-Indoor-LF+HID			Ex			SCn			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7			3420			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESCnExCZ08			Com-Indoor-LF+HIDSCESCnExCZ08			Com-Indoor-LF+HIDSDGSCnExCZ08


			Exterior/None - Storage - Conditioned - 09			Storage - Conditioned			09			Exterior/None			Com-Indoor-LF+HID			Ex			SCn			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7			3420			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ09			Com-Indoor-LF+HIDSCESCnExCZ09			Com-Indoor-LF+HIDSDGSCnExCZ09


			Exterior/None - Storage - Conditioned - 10			Storage - Conditioned			10			Exterior/None			Com-Indoor-LF+HID			Ex			SCn			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7			3420			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESCnExCZ10			Com-Indoor-LF+HIDSCESCnExCZ10			Com-Indoor-LF+HIDSDGSCnExCZ10


			Exterior/None - Storage - Conditioned - 11			Storage - Conditioned			11			Exterior/None			Com-Indoor-LF+HID			Ex			SCn			CZ11			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ11			Com-Indoor-LF+HIDSCESCnExCZ11			Com-Indoor-LF+HIDSDGSCnExCZ11


			Exterior/None - Storage - Conditioned - 12			Storage - Conditioned			12			Exterior/None			Com-Indoor-LF+HID			Ex			SCn			CZ12			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ12			Com-Indoor-LF+HIDSCESCnExCZ12			Com-Indoor-LF+HIDSDGSCnExCZ12


			Exterior/None - Storage - Conditioned - 13			Storage - Conditioned			13			Exterior/None			Com-Indoor-LF+HID			Ex			SCn			CZ13			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0.7			3420			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ13			Com-Indoor-LF+HIDSCESCnExCZ13			Com-Indoor-LF+HIDSDGSCnExCZ13


			Exterior/None - Storage - Conditioned - 14			Storage - Conditioned			14			Exterior/None			Com-Indoor-LF+HID			Ex			SCn			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7			3420			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESCnExCZ14			Com-Indoor-LF+HIDSCESCnExCZ14			Com-Indoor-LF+HIDSDGSCnExCZ14


			Exterior/None - Storage - Conditioned - 15			Storage - Conditioned			15			Exterior/None			Com-Indoor-LF+HID			Ex			SCn			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7			3420			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESCnExCZ15			Com-Indoor-LF+HIDSCESCnExCZ15			Com-Indoor-LF+HIDSDGSCnExCZ15


			Exterior/None - Storage - Conditioned - 16			Storage - Conditioned			16			Exterior/None			Com-Indoor-LF+HID			Ex			SCn			CZ16			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0.7			3420			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESCnExCZ16			Com-Indoor-LF+HIDSCESCnExCZ16			Com-Indoor-LF+HIDSDGSCnExCZ16


			Exterior/None - Storage - Conditioned - 17			Storage - Conditioned			17			Exterior/None			Com-Indoor-LF+HID			Ex			SCn			IOU			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0.7			3420			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESCnExIOU			Com-Indoor-LF+HIDSCESCnExIOU			Com-Indoor-LF+HIDSDGSCnExIOU


			Exterior/None - Storage - Unconditioned - 01			Storage - Unconditioned			01			Exterior/None			Com-Indoor-LF+HID			Ex			SUn			CZ01			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ01			Com-Indoor-LF+HIDSCESUnExCZ01			Com-Indoor-LF+HIDSDGSUnExCZ01


			Exterior/None - Storage - Unconditioned - 02			Storage - Unconditioned			02			Exterior/None			Com-Indoor-LF+HID			Ex			SUn			CZ02			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ02			Com-Indoor-LF+HIDSCESUnExCZ02			Com-Indoor-LF+HIDSDGSUnExCZ02


			Exterior/None - Storage - Unconditioned - 03			Storage - Unconditioned			03			Exterior/None			Com-Indoor-LF+HID			Ex			SUn			CZ03			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ03			Com-Indoor-LF+HIDSCESUnExCZ03			Com-Indoor-LF+HIDSDGSUnExCZ03


			Exterior/None - Storage - Unconditioned - 04			Storage - Unconditioned			04			Exterior/None			Com-Indoor-LF+HID			Ex			SUn			CZ04			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ04			Com-Indoor-LF+HIDSCESUnExCZ04			Com-Indoor-LF+HIDSDGSUnExCZ04


			Exterior/None - Storage - Unconditioned - 05			Storage - Unconditioned			05			Exterior/None			Com-Indoor-LF+HID			Ex			SUn			CZ05			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0.7			3420			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ05			Com-Indoor-LF+HIDSCESUnExCZ05			Com-Indoor-LF+HIDSDGSUnExCZ05


			Exterior/None - Storage - Unconditioned - 06			Storage - Unconditioned			06			Exterior/None			Com-Indoor-LF+HID			Ex			SUn			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7			3420			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESUnExCZ06			Com-Indoor-LF+HIDSCESUnExCZ06			Com-Indoor-LF+HIDSDGSUnExCZ06


			Exterior/None - Storage - Unconditioned - 07			Storage - Unconditioned			07			Exterior/None			Com-Indoor-LF+HID			Ex			SUn			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESUnExCZ07			Com-Indoor-LF+HIDSCESUnExCZ07			Com-Indoor-LF+HIDSDGSUnExCZ07


			Exterior/None - Storage - Unconditioned - 08			Storage - Unconditioned			08			Exterior/None			Com-Indoor-LF+HID			Ex			SUn			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7			3420			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESUnExCZ08			Com-Indoor-LF+HIDSCESUnExCZ08			Com-Indoor-LF+HIDSDGSUnExCZ08


			Exterior/None - Storage - Unconditioned - 09			Storage - Unconditioned			09			Exterior/None			Com-Indoor-LF+HID			Ex			SUn			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7			3420			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ09			Com-Indoor-LF+HIDSCESUnExCZ09			Com-Indoor-LF+HIDSDGSUnExCZ09


			Exterior/None - Storage - Unconditioned - 10			Storage - Unconditioned			10			Exterior/None			Com-Indoor-LF+HID			Ex			SUn			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7			3420			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESUnExCZ10			Com-Indoor-LF+HIDSCESUnExCZ10			Com-Indoor-LF+HIDSDGSUnExCZ10


			Exterior/None - Storage - Unconditioned - 11			Storage - Unconditioned			11			Exterior/None			Com-Indoor-LF+HID			Ex			SUn			CZ11			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ11			Com-Indoor-LF+HIDSCESUnExCZ11			Com-Indoor-LF+HIDSDGSUnExCZ11


			Exterior/None - Storage - Unconditioned - 12			Storage - Unconditioned			12			Exterior/None			Com-Indoor-LF+HID			Ex			SUn			CZ12			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ12			Com-Indoor-LF+HIDSCESUnExCZ12			Com-Indoor-LF+HIDSDGSUnExCZ12


			Exterior/None - Storage - Unconditioned - 13			Storage - Unconditioned			13			Exterior/None			Com-Indoor-LF+HID			Ex			SUn			CZ13			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0.7			3420			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ13			Com-Indoor-LF+HIDSCESUnExCZ13			Com-Indoor-LF+HIDSDGSUnExCZ13


			Exterior/None - Storage - Unconditioned - 14			Storage - Unconditioned			14			Exterior/None			Com-Indoor-LF+HID			Ex			SUn			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7			3420			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESUnExCZ14			Com-Indoor-LF+HIDSCESUnExCZ14			Com-Indoor-LF+HIDSDGSUnExCZ14


			Exterior/None - Storage - Unconditioned - 15			Storage - Unconditioned			15			Exterior/None			Com-Indoor-LF+HID			Ex			SUn			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7			3420			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESUnExCZ15			Com-Indoor-LF+HIDSCESUnExCZ15			Com-Indoor-LF+HIDSDGSUnExCZ15


			Exterior/None - Storage - Unconditioned - 16			Storage - Unconditioned			16			Exterior/None			Com-Indoor-LF+HID			Ex			SUn			CZ16			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0.7			3420			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGESUnExCZ16			Com-Indoor-LF+HIDSCESUnExCZ16			Com-Indoor-LF+HIDSDGSUnExCZ16


			Exterior/None - Storage - Unconditioned - 17			Storage - Unconditioned			17			Exterior/None			Com-Indoor-LF+HID			Ex			SUn			IOU			Wtd			PGE			1			1			0			0.7			3420			SCE			1			1			0			0.7			3420			SDG			1			1			0			0.7			3420									Com-Indoor-LF+HIDPGESUnExIOU			Com-Indoor-LF+HIDSCESUnExIOU			Com-Indoor-LF+HIDSDGSUnExIOU


			Exterior/None - Transportation - Communication - Utilities - 01			Transportation - Communication - Utilities			01			Exterior/None			Com-Indoor-LF+HID			Ex			TCU			CZ01			Wtd			PGE			1			1			0			0.7452			3058			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ01			Com-Indoor-LF+HIDSCETCUExCZ01			Com-Indoor-LF+HIDSDGTCUExCZ01


			Exterior/None - Transportation - Communication - Utilities - 02			Transportation - Communication - Utilities			02			Exterior/None			Com-Indoor-LF+HID			Ex			TCU			CZ02			Wtd			PGE			1			1			0			0.7452			3058			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ02			Com-Indoor-LF+HIDSCETCUExCZ02			Com-Indoor-LF+HIDSDGTCUExCZ02


			Exterior/None - Transportation - Communication - Utilities - 03			Transportation - Communication - Utilities			03			Exterior/None			Com-Indoor-LF+HID			Ex			TCU			CZ03			Wtd			PGE			1			1			0			0.7452			3058			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ03			Com-Indoor-LF+HIDSCETCUExCZ03			Com-Indoor-LF+HIDSDGTCUExCZ03


			Exterior/None - Transportation - Communication - Utilities - 04			Transportation - Communication - Utilities			04			Exterior/None			Com-Indoor-LF+HID			Ex			TCU			CZ04			Wtd			PGE			1			1			0			0.7452			3058			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ04			Com-Indoor-LF+HIDSCETCUExCZ04			Com-Indoor-LF+HIDSDGTCUExCZ04


			Exterior/None - Transportation - Communication - Utilities - 05			Transportation - Communication - Utilities			05			Exterior/None			Com-Indoor-LF+HID			Ex			TCU			CZ05			Wtd			PGE			1			1			0			0.7452			3058			SCE			1			1			0			0.7452			3058			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ05			Com-Indoor-LF+HIDSCETCUExCZ05			Com-Indoor-LF+HIDSDGTCUExCZ05


			Exterior/None - Transportation - Communication - Utilities - 06			Transportation - Communication - Utilities			06			Exterior/None			Com-Indoor-LF+HID			Ex			TCU			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7452			3058			SDG			1			1			0			0.7452			3058									Com-Indoor-LF+HIDPGETCUExCZ06			Com-Indoor-LF+HIDSCETCUExCZ06			Com-Indoor-LF+HIDSDGTCUExCZ06


			Exterior/None - Transportation - Communication - Utilities - 07			Transportation - Communication - Utilities			07			Exterior/None			Com-Indoor-LF+HID			Ex			TCU			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.7452			3058									Com-Indoor-LF+HIDPGETCUExCZ07			Com-Indoor-LF+HIDSCETCUExCZ07			Com-Indoor-LF+HIDSDGTCUExCZ07


			Exterior/None - Transportation - Communication - Utilities - 08			Transportation - Communication - Utilities			08			Exterior/None			Com-Indoor-LF+HID			Ex			TCU			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7452			3058			SDG			1			1			0			0.7452			3058									Com-Indoor-LF+HIDPGETCUExCZ08			Com-Indoor-LF+HIDSCETCUExCZ08			Com-Indoor-LF+HIDSDGTCUExCZ08


			Exterior/None - Transportation - Communication - Utilities - 09			Transportation - Communication - Utilities			09			Exterior/None			Com-Indoor-LF+HID			Ex			TCU			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7452			3058			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ09			Com-Indoor-LF+HIDSCETCUExCZ09			Com-Indoor-LF+HIDSDGTCUExCZ09


			Exterior/None - Transportation - Communication - Utilities - 10			Transportation - Communication - Utilities			10			Exterior/None			Com-Indoor-LF+HID			Ex			TCU			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7452			3058			SDG			1			1			0			0.7452			3058									Com-Indoor-LF+HIDPGETCUExCZ10			Com-Indoor-LF+HIDSCETCUExCZ10			Com-Indoor-LF+HIDSDGTCUExCZ10


			Exterior/None - Transportation - Communication - Utilities - 11			Transportation - Communication - Utilities			11			Exterior/None			Com-Indoor-LF+HID			Ex			TCU			CZ11			Wtd			PGE			1			1			0			0.7452			3058			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ11			Com-Indoor-LF+HIDSCETCUExCZ11			Com-Indoor-LF+HIDSDGTCUExCZ11


			Exterior/None - Transportation - Communication - Utilities - 12			Transportation - Communication - Utilities			12			Exterior/None			Com-Indoor-LF+HID			Ex			TCU			CZ12			Wtd			PGE			1			1			0			0.7452			3058			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ12			Com-Indoor-LF+HIDSCETCUExCZ12			Com-Indoor-LF+HIDSDGTCUExCZ12


			Exterior/None - Transportation - Communication - Utilities - 13			Transportation - Communication - Utilities			13			Exterior/None			Com-Indoor-LF+HID			Ex			TCU			CZ13			Wtd			PGE			1			1			0			0.7452			3058			SCE			1			1			0			0.7452			3058			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ13			Com-Indoor-LF+HIDSCETCUExCZ13			Com-Indoor-LF+HIDSDGTCUExCZ13


			Exterior/None - Transportation - Communication - Utilities - 14			Transportation - Communication - Utilities			14			Exterior/None			Com-Indoor-LF+HID			Ex			TCU			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7452			3058			SDG			1			1			0			0.7452			3058									Com-Indoor-LF+HIDPGETCUExCZ14			Com-Indoor-LF+HIDSCETCUExCZ14			Com-Indoor-LF+HIDSDGTCUExCZ14


			Exterior/None - Transportation - Communication - Utilities - 15			Transportation - Communication - Utilities			15			Exterior/None			Com-Indoor-LF+HID			Ex			TCU			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.7452			3058			SDG			1			1			0			0.7452			3058									Com-Indoor-LF+HIDPGETCUExCZ15			Com-Indoor-LF+HIDSCETCUExCZ15			Com-Indoor-LF+HIDSDGTCUExCZ15


			Exterior/None - Transportation - Communication - Utilities - 16			Transportation - Communication - Utilities			16			Exterior/None			Com-Indoor-LF+HID			Ex			TCU			CZ16			Wtd			PGE			1			1			0			0.7452			3058			SCE			1			1			0			0.7452			3058			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGETCUExCZ16			Com-Indoor-LF+HIDSCETCUExCZ16			Com-Indoor-LF+HIDSDGTCUExCZ16


			Exterior/None - Transportation - Communication - Utilities - 17			Transportation - Communication - Utilities			17			Exterior/None			Com-Indoor-LF+HID			Ex			TCU			IOU			Wtd			PGE			1			1			0			0.7452			3058			SCE			1			1			0			0.7452			3058			SDG			1			1			0			0.7452			3058									Com-Indoor-LF+HIDPGETCUExIOU			Com-Indoor-LF+HIDSCETCUExIOU			Com-Indoor-LF+HIDSDGTCUExIOU


			Exterior/None - Warehouse - Refrigerated - 01			Warehouse - Refrigerated			01			Exterior/None			Com-Indoor-LF+HID			Ex			WRf			CZ01			Wtd			PGE			1			1			0			0.556			4770			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ01			Com-Indoor-LF+HIDSCEWRfExCZ01			Com-Indoor-LF+HIDSDGWRfExCZ01


			Exterior/None - Warehouse - Refrigerated - 02			Warehouse - Refrigerated			02			Exterior/None			Com-Indoor-LF+HID			Ex			WRf			CZ02			Wtd			PGE			1			1			0			0.556			4770			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ02			Com-Indoor-LF+HIDSCEWRfExCZ02			Com-Indoor-LF+HIDSDGWRfExCZ02


			Exterior/None - Warehouse - Refrigerated - 03			Warehouse - Refrigerated			03			Exterior/None			Com-Indoor-LF+HID			Ex			WRf			CZ03			Wtd			PGE			1			1			0			0.556			4770			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ03			Com-Indoor-LF+HIDSCEWRfExCZ03			Com-Indoor-LF+HIDSDGWRfExCZ03


			Exterior/None - Warehouse - Refrigerated - 04			Warehouse - Refrigerated			04			Exterior/None			Com-Indoor-LF+HID			Ex			WRf			CZ04			Wtd			PGE			1			1			0			0.556			4770			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ04			Com-Indoor-LF+HIDSCEWRfExCZ04			Com-Indoor-LF+HIDSDGWRfExCZ04


			Exterior/None - Warehouse - Refrigerated - 05			Warehouse - Refrigerated			05			Exterior/None			Com-Indoor-LF+HID			Ex			WRf			CZ05			Wtd			PGE			1			1			0			0.556			4770			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ05			Com-Indoor-LF+HIDSCEWRfExCZ05			Com-Indoor-LF+HIDSDGWRfExCZ05


			Exterior/None - Warehouse - Refrigerated - 06			Warehouse - Refrigerated			06			Exterior/None			Com-Indoor-LF+HID			Ex			WRf			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.556			4770			SDG			1			1			0			0.556			4770									Com-Indoor-LF+HIDPGEWRfExCZ06			Com-Indoor-LF+HIDSCEWRfExCZ06			Com-Indoor-LF+HIDSDGWRfExCZ06


			Exterior/None - Warehouse - Refrigerated - 07			Warehouse - Refrigerated			07			Exterior/None			Com-Indoor-LF+HID			Ex			WRf			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.556			4770									Com-Indoor-LF+HIDPGEWRfExCZ07			Com-Indoor-LF+HIDSCEWRfExCZ07			Com-Indoor-LF+HIDSDGWRfExCZ07


			Exterior/None - Warehouse - Refrigerated - 08			Warehouse - Refrigerated			08			Exterior/None			Com-Indoor-LF+HID			Ex			WRf			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.556			4770			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ08			Com-Indoor-LF+HIDSCEWRfExCZ08			Com-Indoor-LF+HIDSDGWRfExCZ08


			Exterior/None - Warehouse - Refrigerated - 09			Warehouse - Refrigerated			09			Exterior/None			Com-Indoor-LF+HID			Ex			WRf			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.556			4770			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ09			Com-Indoor-LF+HIDSCEWRfExCZ09			Com-Indoor-LF+HIDSDGWRfExCZ09


			Exterior/None - Warehouse - Refrigerated - 10			Warehouse - Refrigerated			10			Exterior/None			Com-Indoor-LF+HID			Ex			WRf			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.556			4770			SDG			1			1			0			0.556			4770									Com-Indoor-LF+HIDPGEWRfExCZ10			Com-Indoor-LF+HIDSCEWRfExCZ10			Com-Indoor-LF+HIDSDGWRfExCZ10


			Exterior/None - Warehouse - Refrigerated - 11			Warehouse - Refrigerated			11			Exterior/None			Com-Indoor-LF+HID			Ex			WRf			CZ11			Wtd			PGE			1			1			0			0.556			4770			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ11			Com-Indoor-LF+HIDSCEWRfExCZ11			Com-Indoor-LF+HIDSDGWRfExCZ11


			Exterior/None - Warehouse - Refrigerated - 12			Warehouse - Refrigerated			12			Exterior/None			Com-Indoor-LF+HID			Ex			WRf			CZ12			Wtd			PGE			1			1			0			0.556			4770			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ12			Com-Indoor-LF+HIDSCEWRfExCZ12			Com-Indoor-LF+HIDSDGWRfExCZ12


			Exterior/None - Warehouse - Refrigerated - 13			Warehouse - Refrigerated			13			Exterior/None			Com-Indoor-LF+HID			Ex			WRf			CZ13			Wtd			PGE			1			1			0			0.556			4770			SCE			1			1			0			0.556			4770			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ13			Com-Indoor-LF+HIDSCEWRfExCZ13			Com-Indoor-LF+HIDSDGWRfExCZ13


			Exterior/None - Warehouse - Refrigerated - 14			Warehouse - Refrigerated			14			Exterior/None			Com-Indoor-LF+HID			Ex			WRf			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.556			4770			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ14			Com-Indoor-LF+HIDSCEWRfExCZ14			Com-Indoor-LF+HIDSDGWRfExCZ14


			Exterior/None - Warehouse - Refrigerated - 15			Warehouse - Refrigerated			15			Exterior/None			Com-Indoor-LF+HID			Ex			WRf			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.556			4770			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ15			Com-Indoor-LF+HIDSCEWRfExCZ15			Com-Indoor-LF+HIDSDGWRfExCZ15


			Exterior/None - Warehouse - Refrigerated - 16			Warehouse - Refrigerated			16			Exterior/None			Com-Indoor-LF+HID			Ex			WRf			CZ16			Wtd			PGE			1			1			0			0.556			4770			SCE			1			1			0			0.556			4770			SDG			1			1			0			0			0									Com-Indoor-LF+HIDPGEWRfExCZ16			Com-Indoor-LF+HIDSCEWRfExCZ16			Com-Indoor-LF+HIDSDGWRfExCZ16


			Exterior/None - Warehouse - Refrigerated - 17			Warehouse - Refrigerated			17			Exterior/None			Com-Indoor-LF+HID			Ex			WRf			IOU			Wtd			PGE			1			1			0			0.556			4770			SCE			1			1			0			0.556			4770			SDG			1			1			0			0.556			4770									Com-Indoor-LF+HIDPGEWRfExIOU			Com-Indoor-LF+HIDSCEWRfExIOU			Com-Indoor-LF+HIDSDGWRfExIOU


			Exterior/None - Commercial Weighted - 17			Commercial Weighted			17			Exterior/None			Com-Indoor-LF+HID			Ex			Com			IOU			Wtd			PGE			1			1			0			0.635			3190			SCE			1			1			0			0.68			3230			SDG			1			1			0			0.688			3180									Com-Indoor-LF+HIDPGEComExIOU			Com-Indoor-LF+HIDSCEComExIOU			Com-Indoor-LF+HIDSDGComExIOU


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 01			Residential Mobile Home - Double-Wide			01			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ01			Wtd			PGE			0.99			1.19			-0.00871			0.172			7474			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ01			Res-Indoor-CFLSCEDMoExCZ01			Res-Indoor-CFLSDGDMoExCZ01


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 02			Residential Mobile Home - Double-Wide			02			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ02			Wtd			PGE			1.02			1.23			-0.00652			0.172			7474			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ02			Res-Indoor-CFLSCEDMoExCZ02			Res-Indoor-CFLSDGDMoExCZ02


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 03			Residential Mobile Home - Double-Wide			03			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ03			Wtd			PGE			1.04			1.22			-0.0059			0.172			7474			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ03			Res-Indoor-CFLSCEDMoExCZ03			Res-Indoor-CFLSDGDMoExCZ03


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 04			Residential Mobile Home - Double-Wide			04			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ04			Wtd			PGE			1.05			1.23			-0.0053			0.172			7474			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ04			Res-Indoor-CFLSCEDMoExCZ04			Res-Indoor-CFLSDGDMoExCZ04


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 05			Residential Mobile Home - Double-Wide			05			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ05			Wtd			PGE			1.04			1.2			-0.0058			0.172			7474			SCE			1.07			1.26			-0.0049			0.172			7474			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ05			Res-Indoor-CFLSCEDMoExCZ05			Res-Indoor-CFLSDGDMoExCZ05


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 06			Residential Mobile Home - Double-Wide			06			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.27			-0.0032			0.172			7474			SDG			1.11			1.26			-0.0033			0.172			7474			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ06			Res-Indoor-CFLSCEDMoExCZ06			Res-Indoor-CFLSDGDMoExCZ06


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 07			Residential Mobile Home - Double-Wide			07			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.13			1.26			-0.0029			0.172			7474			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ07			Res-Indoor-CFLSCEDMoExCZ07			Res-Indoor-CFLSDGDMoExCZ07


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 08			Residential Mobile Home - Double-Wide			08			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.28			-0.0028			0.172			7474			SDG			1.12			1.27			-0.0029			0.172			7474			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ08			Res-Indoor-CFLSCEDMoExCZ08			Res-Indoor-CFLSDGDMoExCZ08


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 09			Residential Mobile Home - Double-Wide			09			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.3			-0.0029			0.172			7474			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ09			Res-Indoor-CFLSCEDMoExCZ09			Res-Indoor-CFLSDGDMoExCZ09


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 10			Residential Mobile Home - Double-Wide			10			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.29			-0.0033			0.172			7474			SDG			1.12			1.28			-0.0033			0.172			7474			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ10			Res-Indoor-CFLSCEDMoExCZ10			Res-Indoor-CFLSDGDMoExCZ10


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 11			Residential Mobile Home - Double-Wide			11			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ11			Wtd			PGE			1.04			1.24			-0.0059			0.172			7474			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ11			Res-Indoor-CFLSCEDMoExCZ11			Res-Indoor-CFLSDGDMoExCZ11


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 12			Residential Mobile Home - Double-Wide			12			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ12			Wtd			PGE			1.03			1.24			-0.006			0.172			7474			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ12			Res-Indoor-CFLSCEDMoExCZ12			Res-Indoor-CFLSDGDMoExCZ12


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 13			Residential Mobile Home - Double-Wide			13			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ13			Wtd			PGE			1.07			1.25			-0.0048			0.172			7474			SCE			1.1			1.32			-0.0041			0.172			7474			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ13			Res-Indoor-CFLSCEDMoExCZ13			Res-Indoor-CFLSDGDMoExCZ13


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 14			Residential Mobile Home - Double-Wide			14			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.31			-0.0044			0.172			7474			SDG			1.07			1.31			-0.0045			0.172			7474			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ14			Res-Indoor-CFLSCEDMoExCZ14			Res-Indoor-CFLSDGDMoExCZ14


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 15			Residential Mobile Home - Double-Wide			15			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.19			1.32			-0.0016			0.172			7474			SDG			1.18			1.32			-0.0016			0.172			7474			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ15			Res-Indoor-CFLSCEDMoExCZ15			Res-Indoor-CFLSDGDMoExCZ15


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 16			Residential Mobile Home - Double-Wide			16			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ16			Wtd			PGE			0.93			1.22			-0.00948			0.172			7474			SCE			0.94			1.29			-0.00813			0.172			7474			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ16			Res-Indoor-CFLSCEDMoExCZ16			Res-Indoor-CFLSDGDMoExCZ16


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 17			Residential Mobile Home - Double-Wide			17			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			IOU			Wtd			PGE			1.04			1.23			-0.00586			0.172			7474			SCE			1.14			1.28			-0.00307			0.172			7474			SDG			1.13			1.26			-0.00295			0.172			7474			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExIOU			Res-Indoor-CFLSCEDMoExIOU			Res-Indoor-CFLSDGDMoExIOU


			Res - Interior - Common - Residential Multi-Family - 01			Residential Multi-Family			01			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ01			Wtd			PGE			0.99			1.19			-0.00871			0.172			7474			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ01			Res-Indoor-CFLSCEMFmExCZ01			Res-Indoor-CFLSDGMFmExCZ01


			Res - Interior - Common - Residential Multi-Family - 02			Residential Multi-Family			02			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ02			Wtd			PGE			1.02			1.23			-0.00652			0.172			7474			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ02			Res-Indoor-CFLSCEMFmExCZ02			Res-Indoor-CFLSDGMFmExCZ02


			Res - Interior - Common - Residential Multi-Family - 03			Residential Multi-Family			03			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ03			Wtd			PGE			1.04			1.22			-0.0059			0.172			7474			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ03			Res-Indoor-CFLSCEMFmExCZ03			Res-Indoor-CFLSDGMFmExCZ03


			Res - Interior - Common - Residential Multi-Family - 04			Residential Multi-Family			04			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ04			Wtd			PGE			1.05			1.23			-0.0053			0.172			7474			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ04			Res-Indoor-CFLSCEMFmExCZ04			Res-Indoor-CFLSDGMFmExCZ04


			Res - Interior - Common - Residential Multi-Family - 05			Residential Multi-Family			05			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ05			Wtd			PGE			1.04			1.2			-0.0058			0.172			7474			SCE			1.07			1.26			-0.0049			0.172			7474			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ05			Res-Indoor-CFLSCEMFmExCZ05			Res-Indoor-CFLSDGMFmExCZ05


			Res - Interior - Common - Residential Multi-Family - 06			Residential Multi-Family			06			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.27			-0.0032			0.172			7474			SDG			1.11			1.26			-0.0033			0.172			7474			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ06			Res-Indoor-CFLSCEMFmExCZ06			Res-Indoor-CFLSDGMFmExCZ06


			Res - Interior - Common - Residential Multi-Family - 07			Residential Multi-Family			07			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.13			1.26			-0.0029			0.172			7474			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ07			Res-Indoor-CFLSCEMFmExCZ07			Res-Indoor-CFLSDGMFmExCZ07


			Res - Interior - Common - Residential Multi-Family - 08			Residential Multi-Family			08			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.28			-0.0028			0.172			7474			SDG			1.12			1.27			-0.0029			0.172			7474			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ08			Res-Indoor-CFLSCEMFmExCZ08			Res-Indoor-CFLSDGMFmExCZ08


			Res - Interior - Common - Residential Multi-Family - 09			Residential Multi-Family			09			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.3			-0.0029			0.172			7474			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ09			Res-Indoor-CFLSCEMFmExCZ09			Res-Indoor-CFLSDGMFmExCZ09


			Res - Interior - Common - Residential Multi-Family - 10			Residential Multi-Family			10			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.29			-0.0033			0.172			7474			SDG			1.12			1.28			-0.0033			0.172			7474			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ10			Res-Indoor-CFLSCEMFmExCZ10			Res-Indoor-CFLSDGMFmExCZ10


			Res - Interior - Common - Residential Multi-Family - 11			Residential Multi-Family			11			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ11			Wtd			PGE			1.04			1.24			-0.0059			0.172			7474			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ11			Res-Indoor-CFLSCEMFmExCZ11			Res-Indoor-CFLSDGMFmExCZ11


			Res - Interior - Common - Residential Multi-Family - 12			Residential Multi-Family			12			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ12			Wtd			PGE			1.03			1.24			-0.006			0.172			7474			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ12			Res-Indoor-CFLSCEMFmExCZ12			Res-Indoor-CFLSDGMFmExCZ12


			Res - Interior - Common - Residential Multi-Family - 13			Residential Multi-Family			13			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ13			Wtd			PGE			1.07			1.25			-0.0048			0.172			7474			SCE			1.1			1.32			-0.0041			0.172			7474			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ13			Res-Indoor-CFLSCEMFmExCZ13			Res-Indoor-CFLSDGMFmExCZ13


			Res - Interior - Common - Residential Multi-Family - 14			Residential Multi-Family			14			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.31			-0.0044			0.172			7474			SDG			1.07			1.31			-0.0045			0.172			7474			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ14			Res-Indoor-CFLSCEMFmExCZ14			Res-Indoor-CFLSDGMFmExCZ14


			Res - Interior - Common - Residential Multi-Family - 15			Residential Multi-Family			15			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.19			1.32			-0.0016			0.172			7474			SDG			1.18			1.32			-0.0016			0.172			7474			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ15			Res-Indoor-CFLSCEMFmExCZ15			Res-Indoor-CFLSDGMFmExCZ15


			Res - Interior - Common - Residential Multi-Family - 16			Residential Multi-Family			16			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ16			Wtd			PGE			0.93			1.22			-0.00948			0.172			7474			SCE			0.94			1.29			-0.00813			0.172			7474			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ16			Res-Indoor-CFLSCEMFmExCZ16			Res-Indoor-CFLSDGMFmExCZ16


			Res - Interior - Common - Residential Multi-Family - 17			Residential Multi-Family			17			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			IOU			Wtd			PGE			1.04			1.23			-0.00586			0.172			7474			SCE			1.14			1.28			-0.00307			0.172			7474			SDG			1.13			1.26			-0.00295			0.172			7474			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExIOU			Res-Indoor-CFLSCEMFmExIOU			Res-Indoor-CFLSDGMFmExIOU


			Res - Interior - Common - Residential Single Family - 01			Residential Single Family			01			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ01			Wtd			PGE			0.97			1.01			-0.0311			0.049			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ01			Res-Indoor-CFLSCESFmExCZ01			Res-Indoor-CFLSDGSFmExCZ01


			Res - Interior - Common - Residential Single Family - 02			Residential Single Family			02			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ02			Wtd			PGE			0.99			1.26			-0.027			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ02			Res-Indoor-CFLSCESFmExCZ02			Res-Indoor-CFLSDGSFmExCZ02


			Res - Interior - Common - Residential Single Family - 03			Residential Single Family			03			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ03			Wtd			PGE			0.97			1.08			-0.0311			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ03			Res-Indoor-CFLSCESFmExCZ03			Res-Indoor-CFLSDGSFmExCZ03


			Res - Interior - Common - Residential Single Family - 04			Residential Single Family			04			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ04			Wtd			PGE			1.02			1.35			-0.024			0.043			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ04			Res-Indoor-CFLSCESFmExCZ04			Res-Indoor-CFLSDGSFmExCZ04


			Res - Interior - Common - Residential Single Family - 05			Residential Single Family			05			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ05			Wtd			PGE			0.97			1.08			-0.0331			0.047			541			SCE			0.98			1.12			-0.032			0.047			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ05			Res-Indoor-CFLSCESFmExCZ05			Res-Indoor-CFLSDGSFmExCZ05


			Res - Interior - Common - Residential Single Family - 06			Residential Single Family			06			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.02			1.19			-0.022			0.043			541			SDG			1.03			1.19			-0.022			0.043			541									Res-Indoor-CFLPGESFmExCZ06			Res-Indoor-CFLSCESFmExCZ06			Res-Indoor-CFLSDGSFmExCZ06


			Res - Interior - Common - Residential Single Family - 07			Residential Single Family			07			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.02			1.11			-0.018			0.047			541									Res-Indoor-CFLPGESFmExCZ07			Res-Indoor-CFLSCESFmExCZ07			Res-Indoor-CFLSDGSFmExCZ07


			Res - Interior - Common - Residential Single Family - 08			Residential Single Family			08			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.05			1.26			-0.018			0.047			541			SDG			1.08			1.42			-0.019			0.047			541									Res-Indoor-CFLPGESFmExCZ08			Res-Indoor-CFLSCESFmExCZ08			Res-Indoor-CFLSDGSFmExCZ08


			Res - Interior - Common - Residential Single Family - 09			Residential Single Family			09			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.49			-0.0211			0.045			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ09			Res-Indoor-CFLSCESFmExCZ09			Res-Indoor-CFLSDGSFmExCZ09


			Res - Interior - Common - Residential Single Family - 10			Residential Single Family			10			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.64			-0.0211			0.043			541			SDG			1.07			1.49			-0.0211			0.043			541									Res-Indoor-CFLPGESFmExCZ10			Res-Indoor-CFLSCESFmExCZ10			Res-Indoor-CFLSDGSFmExCZ10


			Res - Interior - Common - Residential Single Family - 11			Residential Single Family			11			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ11			Wtd			PGE			1.09			1.6			-0.024			0.044			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ11			Res-Indoor-CFLSCESFmExCZ11			Res-Indoor-CFLSDGSFmExCZ11


			Res - Interior - Common - Residential Single Family - 12			Residential Single Family			12			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ12			Wtd			PGE			1.06			1.53			-0.025			0.045			541			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ12			Res-Indoor-CFLSCESFmExCZ12			Res-Indoor-CFLSDGSFmExCZ12


			Res - Interior - Common - Residential Single Family - 13			Residential Single Family			13			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ13			Wtd			PGE			1.11			1.56			-0.022			0.045			541			SCE			1.11			1.56			-0.022			0.045			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ13			Res-Indoor-CFLSCESFmExCZ13			Res-Indoor-CFLSDGSFmExCZ13


			Res - Interior - Common - Residential Single Family - 14			Residential Single Family			14			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.47			-0.025			0.043			541			SDG			1.09			1.36			-0.0229			0.043			541									Res-Indoor-CFLPGESFmExCZ14			Res-Indoor-CFLSCESFmExCZ14			Res-Indoor-CFLSDGSFmExCZ14


			Res - Interior - Common - Residential Single Family - 15			Residential Single Family			15			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.21			1.63			-0.014			0.044			541			SDG			1.21			1.68			-0.013			0.044			541									Res-Indoor-CFLPGESFmExCZ15			Res-Indoor-CFLSCESFmExCZ15			Res-Indoor-CFLSDGSFmExCZ15


			Res - Interior - Common - Residential Single Family - 16			Residential Single Family			16			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ16			Wtd			PGE			1			1.35			-0.036			0.045			541			SCE			1.01			1.41			-0.036			0.045			541			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ16			Res-Indoor-CFLSCESFmExCZ16			Res-Indoor-CFLSDGSFmExCZ16


			Res - Interior - Common - Residential Single Family - 17			Residential Single Family			17			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			IOU			Wtd			PGE			1.03			1.36			-0.0266			0.0441			541			SCE			1.08			1.42			-0.0214			0.0445			541			SDG			1.04			1.23			-0.0192			0.0454			541									Res-Indoor-CFLPGESFmExIOU			Res-Indoor-CFLSCESFmExIOU			Res-Indoor-CFLSDGSFmExIOU


			Res - Interior - Common - Residential Weighted - 17			Residential Weighted			17			Res - Interior - Common			Res-Indoor-CFL			Ex			Res			IOU			Wtd			PGE			1.0221			1.3267			-0.02722			0.0441			541			SCE			1.0745			1.398			-0.02137			0.0444			541			SDG			1.0346			1.2339			-0.01939			0.0455			541									Res-Indoor-CFLPGEResExIOU			Res-Indoor-CFLSCEResExIOU			Res-Indoor-CFLSDGResExIOU


			Res - Interior - Dwelling - Residential Mobile Home - Double-Wide			Residential Mobile Home - Double-Wide			N/A			Res - Interior - Dwelling			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			7474			SCE			N/A			N/A			N/A			N/A			7474			SDG			N/A			N/A			N/A			N/A			7474			Operating hours have been mapped to Lodging - Motel.						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Interior - Dwelling - Residential Multi-Family			Residential Multi-Family			N/A			Res - Interior - Dwelling			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			7474			SCE			N/A			N/A			N/A			N/A			7474			SDG			N/A			N/A			N/A			N/A			7474			Operating hours have been mapped to Lodging - Motel.						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Interior - Dwelling - Residential Single Family			Residential Single Family			N/A			Res - Interior - Dwelling			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			541			SCE			N/A			N/A			N/A			N/A			541			SDG			N/A			N/A			N/A			N/A			541									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Interior - Common - Residential Mobile Home - Double-Wide			Residential Mobile Home - Double-Wide			N/A			Res - Interior - Common			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			7474			SCE			N/A			N/A			N/A			N/A			7474			SDG			N/A			N/A			N/A			N/A			7474			Operating hours have been mapped to Lodging - Motel.						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Interior - Common - Residential Multi-Family			Residential Multi-Family			N/A			Res - Interior - Common			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			7474			SCE			N/A			N/A			N/A			N/A			7474			SDG			N/A			N/A			N/A			N/A			7474			Operating hours have been mapped to Lodging - Motel.						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Interior - Common - Residential Single Family			Residential Single Family			N/A			Res - Interior - Common			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			541			SCE			N/A			N/A			N/A			N/A			541			SDG			N/A			N/A			N/A			N/A			541									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Exterior - Dwelling - Residential Mobile Home - Double-Wide			Residential Mobile Home - Double-Wide			N/A			Res - Exterior - Dwelling			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			1248.3			SCE			N/A			N/A			N/A			N/A			1248.3			SDG			N/A			N/A			N/A			N/A			1248.3			DEER2011						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Exterior - Dwelling - Residential Multi-Family			Residential Multi-Family			N/A			Res - Exterior - Dwelling			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			1248.3			SCE			N/A			N/A			N/A			N/A			1248.3			SDG			N/A			N/A			N/A			N/A			1248.3			DEER2011						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Exterior - Dwelling - Residential Single Family			Residential Single Family			N/A			Res - Exterior - Dwelling			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			1248.3			SCE			N/A			N/A			N/A			N/A			1248.3			SDG			N/A			N/A			N/A			N/A			1248.3			DEER2011						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Exterior - Common - Residential Mobile Home - Double-Wide			Residential Mobile Home - Double-Wide			N/A			Res - Exterior - Common			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			3390.3			SCE			N/A			N/A			N/A			N/A			3390.3			SDG			N/A			N/A			N/A			N/A			3390.3			06-08 Impact Study						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Exterior - Common - Residential Multi-Family			Residential Multi-Family			N/A			Res - Exterior - Common			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			3390.3			SCE			N/A			N/A			N/A			N/A			3390.3			SDG			N/A			N/A			N/A			N/A			3390.3			06-08 Impact Study						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Exterior - Common - Residential Single Family			Residential Single Family			N/A			Res - Exterior - Common			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			1248.3			SCE			N/A			N/A			N/A			N/A			1248.3			SDG			N/A			N/A			N/A			N/A			1248.3			DEER2011						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			12 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			4380			SCE			N/A			N/A			N/A			N/A			4380			SDG			N/A			N/A			N/A			N/A			4380									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			14 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			5110			SCE			N/A			N/A			N/A			N/A			5110			SDG			N/A			N/A			N/A			N/A			5110									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			16 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			5840			SCE			N/A			N/A			N/A			N/A			5840			SDG			N/A			N/A			N/A			N/A			5840									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			18 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			6570			SCE			N/A			N/A			N/A			N/A			6570			SDG			N/A			N/A			N/A			N/A			6570									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			20 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			7300			SCE			N/A			N/A			N/A			N/A			7300			SDG			N/A			N/A			N/A			N/A			7300									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			22 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			8030			SCE			N/A			N/A			N/A			N/A			8030			SDG			N/A			N/A			N/A			N/A			8030									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			24 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			8760			SCE			N/A			N/A			N/A			N/A			8760			SDG			N/A			N/A			N/A			N/A			8760									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A








Exit IE v2.0


			Vlookup Tabs			SCE Syntax on building Name			vlookup CZ			VersionSrc			Technology			BldgVint			BldgType			BldgLoc			BldgHVAC			IOU			kWh/kWh			kW/kW			therm/kWh			Coincidence Diversity			Operating Hours			IOU			kWh/kWh			kW/kW			therm/kWh			Coincidence Diversity			Operating Hours			IOU			kWh/kWh			kW/kW			therm/kWh			Coincidence Diversity			Operating Hours									PGE Lookup			SCE Lookup			SDG Lookup


			Residential Mobile Home - Double-Wide - 01			Residential Mobile Home - Double-Wide			01			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ01			Wtd			PGE			0.96			1.07			-0.0261			0.049			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ01			Res-Indoor-CFLSCEDMoExCZ01			Res-Indoor-CFLSDGDMoExCZ01


			Residential Mobile Home - Double-Wide - 02			Residential Mobile Home - Double-Wide			02			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ02			Wtd			PGE			1.09			1.77			-0.0211			0.043			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ02			Res-Indoor-CFLSCEDMoExCZ02			Res-Indoor-CFLSDGDMoExCZ02


			Residential Mobile Home - Double-Wide - 03			Residential Mobile Home - Double-Wide			03			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ03			Wtd			PGE			1.03			1.46			-0.022			0.043			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ03			Res-Indoor-CFLSCEDMoExCZ03			Res-Indoor-CFLSDGDMoExCZ03


			Residential Mobile Home - Double-Wide - 04			Residential Mobile Home - Double-Wide			04			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ04			Wtd			PGE			1.12			1.59			-0.019			0.043			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ04			Res-Indoor-CFLSCEDMoExCZ04			Res-Indoor-CFLSDGDMoExCZ04


			Residential Mobile Home - Double-Wide - 05			Residential Mobile Home - Double-Wide			05			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ05			Wtd			PGE			0.97			1.12			-0.025			0.047			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ05			Res-Indoor-CFLSCEDMoExCZ05			Res-Indoor-CFLSDGDMoExCZ05


			Residential Mobile Home - Double-Wide - 06			Residential Mobile Home - Double-Wide			06			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.04			1.18			-0.016			0.043			8760			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ06			Res-Indoor-CFLSCEDMoExCZ06			Res-Indoor-CFLSDGDMoExCZ06


			Residential Mobile Home - Double-Wide - 07			Residential Mobile Home - Double-Wide			07			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.03			1.21			-0.015			0.047			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ07			Res-Indoor-CFLSCEDMoExCZ07			Res-Indoor-CFLSDGDMoExCZ07


			Residential Mobile Home - Double-Wide - 08			Residential Mobile Home - Double-Wide			08			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.21			1.57			-0.016			0.047			8760			SDG			1.15			1.44			-0.015			0.047			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ08			Res-Indoor-CFLSCEDMoExCZ08			Res-Indoor-CFLSDGDMoExCZ08


			Residential Mobile Home - Double-Wide - 09			Residential Mobile Home - Double-Wide			09			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.62			-0.017			0.045			8760			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ09			Res-Indoor-CFLSCEDMoExCZ09			Res-Indoor-CFLSDGDMoExCZ09


			Residential Mobile Home - Double-Wide - 10			Residential Mobile Home - Double-Wide			10			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.24			1.8			-0.015			0.043			8760			SDG			1.2			1.67			-0.015			0.043			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ10			Res-Indoor-CFLSCEDMoExCZ10			Res-Indoor-CFLSDGDMoExCZ10


			Residential Mobile Home - Double-Wide - 11			Residential Mobile Home - Double-Wide			11			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ11			Wtd			PGE			1.15			1.75			-0.022			0.044			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ11			Res-Indoor-CFLSCEDMoExCZ11			Res-Indoor-CFLSDGDMoExCZ11


			Residential Mobile Home - Double-Wide - 12			Residential Mobile Home - Double-Wide			12			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ12			Wtd			PGE			1.14			1.79			-0.02			0.045			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ12			Res-Indoor-CFLSCEDMoExCZ12			Res-Indoor-CFLSDGDMoExCZ12


			Residential Mobile Home - Double-Wide - 13			Residential Mobile Home - Double-Wide			13			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ13			Wtd			PGE			1.19			1.76			-0.018			0.045			8760			SCE			1.21			1.82			-0.018			0.045			8760			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ13			Res-Indoor-CFLSCEDMoExCZ13			Res-Indoor-CFLSDGDMoExCZ13


			Residential Mobile Home - Double-Wide - 14			Residential Mobile Home - Double-Wide			14			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.23			1.6			-0.018			0.043			8760			SDG			1.02			1.12			-0.017			0.043			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ14			Res-Indoor-CFLSCEDMoExCZ14			Res-Indoor-CFLSDGDMoExCZ14


			Residential Mobile Home - Double-Wide - 15			Residential Mobile Home - Double-Wide			15			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.35			1.65			-0.011			0.044			8760			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ15			Res-Indoor-CFLSCEDMoExCZ15			Res-Indoor-CFLSDGDMoExCZ15


			Residential Mobile Home - Double-Wide - 16			Residential Mobile Home - Double-Wide			16			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			CZ16			Wtd			PGE			1			1.4			-0.0311			0.045			8760			SCE			1.05			1.68			-0.0311			0.045			8760			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ16			Res-Indoor-CFLSCEDMoExCZ16			Res-Indoor-CFLSDGDMoExCZ16


			Residential Mobile Home - Double-Wide - 17			Residential Mobile Home - Double-Wide			17			DO8 v3.02			Res-Indoor-CFL			Ex			DMo			IOU			Wtd			PGE			1.11			1.66			-0.0214			0.0444			8760			SCE			1.18			1.61			-0.0173			0.0442			8760			SDG			1.11			1.42			-0.015			0.0451			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExIOU			Res-Indoor-CFLSCEDMoExIOU			Res-Indoor-CFLSDGDMoExIOU


			Residential Multi-Family - 01			Residential Multi-Family			01			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ01			Wtd			PGE			0.92			1.01			-0.027			0.049			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ01			Res-Indoor-CFLSCEMFmExCZ01			Res-Indoor-CFLSDGMFmExCZ01


			Residential Multi-Family - 02			Residential Multi-Family			02			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ02			Wtd			PGE			0.97			1.22			-0.0211			0.043			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ02			Res-Indoor-CFLSCEMFmExCZ02			Res-Indoor-CFLSDGMFmExCZ02


			Residential Multi-Family - 03			Residential Multi-Family			03			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ03			Wtd			PGE			0.94			1.03			-0.0229			0.043			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ03			Res-Indoor-CFLSCEMFmExCZ03			Res-Indoor-CFLSDGMFmExCZ03


			Residential Multi-Family - 04			Residential Multi-Family			04			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ04			Wtd			PGE			0.99			1.21			-0.019			0.043			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ04			Res-Indoor-CFLSCEMFmExCZ04			Res-Indoor-CFLSDGMFmExCZ04


			Residential Multi-Family - 05			Residential Multi-Family			05			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ05			Wtd			PGE			0.96			1.06			-0.022			0.047			8760			SCE			1			1.01			-0.0261			0.047			8760			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ05			Res-Indoor-CFLSCEMFmExCZ05			Res-Indoor-CFLSDGMFmExCZ05


			Residential Multi-Family - 06			Residential Multi-Family			06			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1			1.12			-0.017			0.043			8760			SDG			1.01			1.13			-0.017			0.043			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ06			Res-Indoor-CFLSCEMFmExCZ06			Res-Indoor-CFLSDGMFmExCZ06


			Residential Multi-Family - 07			Residential Multi-Family			07			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1			1.13			-0.014			0.047			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ07			Res-Indoor-CFLSCEMFmExCZ07			Res-Indoor-CFLSDGMFmExCZ07


			Residential Multi-Family - 08			Residential Multi-Family			08			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.04			1.26			-0.014			0.047			8760			SDG			1.07			1.34			-0.013			0.047			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ08			Res-Indoor-CFLSCEMFmExCZ08			Res-Indoor-CFLSDGMFmExCZ08


			Residential Multi-Family - 09			Residential Multi-Family			09			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.4			-0.014			0.045			8760			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ09			Res-Indoor-CFLSCEMFmExCZ09			Res-Indoor-CFLSDGMFmExCZ09


			Residential Multi-Family - 10			Residential Multi-Family			10			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.5			-0.015			0.043			8760			SDG			1.06			1.45			-0.015			0.043			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ10			Res-Indoor-CFLSCEMFmExCZ10			Res-Indoor-CFLSDGMFmExCZ10


			Residential Multi-Family - 11			Residential Multi-Family			11			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ11			Wtd			PGE			1.08			1.55			-0.018			0.044			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ11			Res-Indoor-CFLSCEMFmExCZ11			Res-Indoor-CFLSDGMFmExCZ11


			Residential Multi-Family - 12			Residential Multi-Family			12			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ12			Wtd			PGE			1.04			1.48			-0.02			0.045			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ12			Res-Indoor-CFLSCEMFmExCZ12			Res-Indoor-CFLSDGMFmExCZ12


			Residential Multi-Family - 13			Residential Multi-Family			13			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ13			Wtd			PGE			1.1			1.44			-0.017			0.045			8760			SCE			1.1			1.41			-0.016			0.045			8760			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ13			Res-Indoor-CFLSCEMFmExCZ13			Res-Indoor-CFLSDGMFmExCZ13


			Residential Multi-Family - 14			Residential Multi-Family			14			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.44			-0.017			0.043			8760			SDG			1.13			1.42			-0.017			0.043			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ14			Res-Indoor-CFLSCEMFmExCZ14			Res-Indoor-CFLSDGMFmExCZ14


			Residential Multi-Family - 15			Residential Multi-Family			15			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.22			1.45			-0.0086			0.044			8760			SDG			1.22			1.45			-0.00889			0.044			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ15			Res-Indoor-CFLSCEMFmExCZ15			Res-Indoor-CFLSDGMFmExCZ15


			Residential Multi-Family - 16			Residential Multi-Family			16			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			CZ16			Wtd			PGE			1			1.31			-0.024			0.045			8760			SCE			1			1.35			-0.024			0.045			8760			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ16			Res-Indoor-CFLSCEMFmExCZ16			Res-Indoor-CFLSDGMFmExCZ16


			Residential Multi-Family - 17			Residential Multi-Family			17			DO8 v3.02			Res-Indoor-CFL			Ex			MFm			IOU			Wtd			PGE			0.99			1.21			-0.0209			0.0437			8760			SCE			1.05			1.28			-0.0151			0.0446			8760			SDG			1.02			1.2			-0.0143			0.046			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExIOU			Res-Indoor-CFLSCEMFmExIOU			Res-Indoor-CFLSDGMFmExIOU


			Residential Single Family - 01			Residential Single Family			01			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ01			Wtd			PGE			0.97			1.01			-0.0311			0.049			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ01			Res-Indoor-CFLSCESFmExCZ01			Res-Indoor-CFLSDGSFmExCZ01


			Residential Single Family - 02			Residential Single Family			02			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ02			Wtd			PGE			0.99			1.26			-0.027			0.043			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ02			Res-Indoor-CFLSCESFmExCZ02			Res-Indoor-CFLSDGSFmExCZ02


			Residential Single Family - 03			Residential Single Family			03			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ03			Wtd			PGE			0.97			1.08			-0.0311			0.043			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ03			Res-Indoor-CFLSCESFmExCZ03			Res-Indoor-CFLSDGSFmExCZ03


			Residential Single Family - 04			Residential Single Family			04			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ04			Wtd			PGE			1.02			1.35			-0.024			0.043			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ04			Res-Indoor-CFLSCESFmExCZ04			Res-Indoor-CFLSDGSFmExCZ04


			Residential Single Family - 05			Residential Single Family			05			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ05			Wtd			PGE			0.97			1.08			-0.0331			0.047			8760			SCE			0.98			1.12			-0.032			0.047			8760			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ05			Res-Indoor-CFLSCESFmExCZ05			Res-Indoor-CFLSDGSFmExCZ05


			Residential Single Family - 06			Residential Single Family			06			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.02			1.19			-0.022			0.043			8760			SDG			1.03			1.19			-0.022			0.043			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ06			Res-Indoor-CFLSCESFmExCZ06			Res-Indoor-CFLSDGSFmExCZ06


			Residential Single Family - 07			Residential Single Family			07			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.02			1.11			-0.018			0.047			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ07			Res-Indoor-CFLSCESFmExCZ07			Res-Indoor-CFLSDGSFmExCZ07


			Residential Single Family - 08			Residential Single Family			08			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.05			1.26			-0.018			0.047			8760			SDG			1.08			1.42			-0.019			0.047			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ08			Res-Indoor-CFLSCESFmExCZ08			Res-Indoor-CFLSDGSFmExCZ08


			Residential Single Family - 09			Residential Single Family			09			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.49			-0.0211			0.045			8760			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ09			Res-Indoor-CFLSCESFmExCZ09			Res-Indoor-CFLSDGSFmExCZ09


			Residential Single Family - 10			Residential Single Family			10			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.64			-0.0211			0.043			8760			SDG			1.07			1.49			-0.0211			0.043			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ10			Res-Indoor-CFLSCESFmExCZ10			Res-Indoor-CFLSDGSFmExCZ10


			Residential Single Family - 11			Residential Single Family			11			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ11			Wtd			PGE			1.09			1.6			-0.024			0.044			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ11			Res-Indoor-CFLSCESFmExCZ11			Res-Indoor-CFLSDGSFmExCZ11


			Residential Single Family - 12			Residential Single Family			12			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ12			Wtd			PGE			1.06			1.53			-0.025			0.045			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ12			Res-Indoor-CFLSCESFmExCZ12			Res-Indoor-CFLSDGSFmExCZ12


			Residential Single Family - 13			Residential Single Family			13			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ13			Wtd			PGE			1.11			1.56			-0.022			0.045			8760			SCE			1.11			1.56			-0.022			0.045			8760			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ13			Res-Indoor-CFLSCESFmExCZ13			Res-Indoor-CFLSDGSFmExCZ13


			Residential Single Family - 14			Residential Single Family			14			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.47			-0.025			0.043			8760			SDG			1.09			1.36			-0.0229			0.043			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ14			Res-Indoor-CFLSCESFmExCZ14			Res-Indoor-CFLSDGSFmExCZ14


			Residential Single Family - 15			Residential Single Family			15			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.21			1.63			-0.014			0.044			8760			SDG			1.21			1.68			-0.013			0.044			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ15			Res-Indoor-CFLSCESFmExCZ15			Res-Indoor-CFLSDGSFmExCZ15


			Residential Single Family - 16			Residential Single Family			16			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			CZ16			Wtd			PGE			1			1.35			-0.036			0.045			8760			SCE			1.01			1.41			-0.036			0.045			8760			SDG			0			0			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ16			Res-Indoor-CFLSCESFmExCZ16			Res-Indoor-CFLSDGSFmExCZ16


			Residential Single Family - 17			Residential Single Family			17			DO8 v3.02			Res-Indoor-CFL			Ex			SFm			IOU			Wtd			PGE			1.03			1.36			-0.0266			0.0441			8760			SCE			1.08			1.42			-0.0214			0.0445			8760			SDG			1.04			1.23			-0.0192			0.0454			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExIOU			Res-Indoor-CFLSCESFmExIOU			Res-Indoor-CFLSDGSFmExIOU


			Residential Weighted - 17			Residential Weighted			17			DO8 v3.02			Res-Indoor-CFL			Ex			Res			IOU			Wtd			PGE			1.02			1.33			-0.0248			0.044			541			SCE			1.07			1.39			-0.0196			0.0445			541			SDG			1.04			1.23			-0.0175			0.0456			541			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEResExIOU			Res-Indoor-CFLSCEResExIOU			Res-Indoor-CFLSDGResExIOU


			Agricultural - 01			Agricultural			01			DO8 v3.02			Com-Indoor-Exit			Ex			Agr			CZ01			Wtd			PGE			0.998			1.144			-0.004081			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAgrExCZ01			Com-Indoor-ExitSCEAgrExCZ01			Com-Indoor-ExitSDGAgrExCZ01


			Agricultural - 02			Agricultural			02			DO8 v3.02			Com-Indoor-Exit			Ex			Agr			CZ02			Wtd			PGE			1.016			1.152			-0.002694			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAgrExCZ02			Com-Indoor-ExitSCEAgrExCZ02			Com-Indoor-ExitSDGAgrExCZ02


			Agricultural - 03			Agricultural			03			DO8 v3.02			Com-Indoor-Exit			Ex			Agr			CZ03			Wtd			PGE			1.017			1.143			-0.0024			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAgrExCZ03			Com-Indoor-ExitSCEAgrExCZ03			Com-Indoor-ExitSDGAgrExCZ03


			Agricultural - 04			Agricultural			04			DO8 v3.02			Com-Indoor-Exit			Ex			Agr			CZ04			Wtd			PGE			1.023			1.136			-0.00221			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAgrExCZ04			Com-Indoor-ExitSCEAgrExCZ04			Com-Indoor-ExitSDGAgrExCZ04


			Agricultural - 05			Agricultural			05			DO8 v3.02			Com-Indoor-Exit			Ex			Agr			CZ05			Wtd			PGE			1.023			1.168			-0.00189			1			8760			SCE			1.035			1.22			-0.00188			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAgrExCZ05			Com-Indoor-ExitSCEAgrExCZ05			Com-Indoor-ExitSDGAgrExCZ05


			Agricultural - 06			Agricultural			06			DO8 v3.02			Com-Indoor-Exit			Ex			Agr			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.05			1.191			-0.00103			1			8760			SDG			1.042			1.191			-0.001167			1			8760									Com-Indoor-ExitPGEAgrExCZ06			Com-Indoor-ExitSCEAgrExCZ06			Com-Indoor-ExitSDGAgrExCZ06


			Agricultural - 07			Agricultural			07			DO8 v3.02			Com-Indoor-Exit			Ex			Agr			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.043			1.206			-0.000813			1			8760									Com-Indoor-ExitPGEAgrExCZ07			Com-Indoor-ExitSCEAgrExCZ07			Com-Indoor-ExitSDGAgrExCZ07


			Agricultural - 08			Agricultural			08			DO8 v3.02			Com-Indoor-Exit			Ex			Agr			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.055			1.204			-0.000906			1			8760			SDG			1.047			1.202			-0.000999			1			8760									Com-Indoor-ExitPGEAgrExCZ08			Com-Indoor-ExitSCEAgrExCZ08			Com-Indoor-ExitSDGAgrExCZ08


			Agricultural - 09			Agricultural			09			DO8 v3.02			Com-Indoor-Exit			Ex			Agr			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.06			1.192			-0.00081			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAgrExCZ09			Com-Indoor-ExitSCEAgrExCZ09			Com-Indoor-ExitSDGAgrExCZ09


			Agricultural - 10			Agricultural			10			DO8 v3.02			Com-Indoor-Exit			Ex			Agr			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.041			1.189			-0.001			1			8760			SDG			1.047			1.203			-0.0009779			1			8760									Com-Indoor-ExitPGEAgrExCZ10			Com-Indoor-ExitSCEAgrExCZ10			Com-Indoor-ExitSDGAgrExCZ10


			Agricultural - 11			Agricultural			11			DO8 v3.02			Com-Indoor-Exit			Ex			Agr			CZ11			Wtd			PGE			1.017			1.132			-0.003041			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAgrExCZ11			Com-Indoor-ExitSCEAgrExCZ11			Com-Indoor-ExitSDGAgrExCZ11


			Agricultural - 12			Agricultural			12			DO8 v3.02			Com-Indoor-Exit			Ex			Agr			CZ12			Wtd			PGE			1.018			1.163			-0.00265			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAgrExCZ12			Com-Indoor-ExitSCEAgrExCZ12			Com-Indoor-ExitSDGAgrExCZ12


			Agricultural - 13			Agricultural			13			DO8 v3.02			Com-Indoor-Exit			Ex			Agr			CZ13			Wtd			PGE			1.032			1.136			-0.00215			1			8760			SCE			1.04			1.173			-0.00224			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAgrExCZ13			Com-Indoor-ExitSCEAgrExCZ13			Com-Indoor-ExitSDGAgrExCZ13


			Agricultural - 14			Agricultural			14			DO8 v3.02			Com-Indoor-Exit			Ex			Agr			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.034			1.186			-0.00256			1			8760			SDG			1.031			1.188			-0.002711			1			8760									Com-Indoor-ExitPGEAgrExCZ14			Com-Indoor-ExitSCEAgrExCZ14			Com-Indoor-ExitSDGAgrExCZ14


			Agricultural - 15			Agricultural			15			DO8 v3.02			Com-Indoor-Exit			Ex			Agr			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.076			1.144			-0.00055			1			8760			SDG			1.085			1.15			-0.0005239			1			8760									Com-Indoor-ExitPGEAgrExCZ15			Com-Indoor-ExitSCEAgrExCZ15			Com-Indoor-ExitSDGAgrExCZ15


			Agricultural - 16			Agricultural			16			DO8 v3.02			Com-Indoor-Exit			Ex			Agr			CZ16			Wtd			PGE			0.981			1.136			-0.00569			1			8760			SCE			0.982			1.172			-0.00563			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAgrExCZ16			Com-Indoor-ExitSCEAgrExCZ16			Com-Indoor-ExitSDGAgrExCZ16


			Agricultural - 17			Agricultural			17			DO8 v3.02			Com-Indoor-Exit			Ex			Agr			IOU			Wtd			PGE			1.018			1.144			-0.002477			1			8760			SCE			1.05			1.19			-0.001114			1			8760			SDG			1.043			1.205			-0.0008862			1			8760									Com-Indoor-ExitPGEAgrExIOU			Com-Indoor-ExitSCEAgrExIOU			Com-Indoor-ExitSDGAgrExIOU


			Assembly - 01			Assembly			01			DO8 v3.02			Com-Indoor-Exit			Ex			Asm			CZ01			Wtd			PGE			0.97			1.21			-0.017			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAsmExCZ01			Com-Indoor-ExitSCEAsmExCZ01			Com-Indoor-ExitSDGAsmExCZ01


			Assembly - 02			Assembly			02			DO8 v3.02			Com-Indoor-Exit			Ex			Asm			CZ02			Wtd			PGE			1.03			1.25			-0.011			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAsmExCZ02			Com-Indoor-ExitSCEAsmExCZ02			Com-Indoor-ExitSDGAsmExCZ02


			Assembly - 03			Assembly			03			DO8 v3.02			Com-Indoor-Exit			Ex			Asm			CZ03			Wtd			PGE			1.04			1.27			-0.012			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAsmExCZ03			Com-Indoor-ExitSCEAsmExCZ03			Com-Indoor-ExitSDGAsmExCZ03


			Assembly - 04			Assembly			04			DO8 v3.02			Com-Indoor-Exit			Ex			Asm			CZ04			Wtd			PGE			1.05			1.27			-0.0097			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAsmExCZ04			Com-Indoor-ExitSCEAsmExCZ04			Com-Indoor-ExitSDGAsmExCZ04


			Assembly - 05			Assembly			05			DO8 v3.02			Com-Indoor-Exit			Ex			Asm			CZ05			Wtd			PGE			1.04			1.23			-0.00979			1			8760			SCE			1.07			1.3			-0.0096			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAsmExCZ05			Com-Indoor-ExitSCEAsmExCZ05			Com-Indoor-ExitSDGAsmExCZ05


			Assembly - 06			Assembly			06			DO8 v3.02			Com-Indoor-Exit			Ex			Asm			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.37			-0.0071			1			8760			SDG			1.1			1.36			-0.008			1			8760									Com-Indoor-ExitPGEAsmExCZ06			Com-Indoor-ExitSCEAsmExCZ06			Com-Indoor-ExitSDGAsmExCZ06


			Assembly - 07			Assembly			07			DO8 v3.02			Com-Indoor-Exit			Ex			Asm			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.1			1.39			-0.0051			1			8760									Com-Indoor-ExitPGEAsmExCZ07			Com-Indoor-ExitSCEAsmExCZ07			Com-Indoor-ExitSDGAsmExCZ07


			Assembly - 08			Assembly			08			DO8 v3.02			Com-Indoor-Exit			Ex			Asm			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.35			-0.006			1			8760			SDG			1.1			1.34			-0.0064			1			8760									Com-Indoor-ExitPGEAsmExCZ08			Com-Indoor-ExitSCEAsmExCZ08			Com-Indoor-ExitSDGAsmExCZ08


			Assembly - 09			Assembly			09			DO8 v3.02			Com-Indoor-Exit			Ex			Asm			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.38			-0.0054			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAsmExCZ09			Com-Indoor-ExitSCEAsmExCZ09			Com-Indoor-ExitSDGAsmExCZ09


			Assembly - 10			Assembly			10			DO8 v3.02			Com-Indoor-Exit			Ex			Asm			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.12			-0.0059			1			8760			SDG			1.1			1.13			-0.0063			1			8760									Com-Indoor-ExitPGEAsmExCZ10			Com-Indoor-ExitSCEAsmExCZ10			Com-Indoor-ExitSDGAsmExCZ10


			Assembly - 11			Assembly			11			DO8 v3.02			Com-Indoor-Exit			Ex			Asm			CZ11			Wtd			PGE			1.03			1.25			-0.00979			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAsmExCZ11			Com-Indoor-ExitSCEAsmExCZ11			Com-Indoor-ExitSDGAsmExCZ11


			Assembly - 12			Assembly			12			DO8 v3.02			Com-Indoor-Exit			Ex			Asm			CZ12			Wtd			PGE			1.03			1.27			-0.01			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAsmExCZ12			Com-Indoor-ExitSCEAsmExCZ12			Com-Indoor-ExitSDGAsmExCZ12


			Assembly - 13			Assembly			13			DO8 v3.02			Com-Indoor-Exit			Ex			Asm			CZ13			Wtd			PGE			1.07			1.23			-0.0082			1			8760			SCE			1.09			1.29			-0.00811			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAsmExCZ13			Com-Indoor-ExitSCEAsmExCZ13			Com-Indoor-ExitSDGAsmExCZ13


			Assembly - 14			Assembly			14			DO8 v3.02			Com-Indoor-Exit			Ex			Asm			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.19			-0.009			1			8760			SDG			1.07			1.19			-0.0097			1			8760									Com-Indoor-ExitPGEAsmExCZ14			Com-Indoor-ExitSCEAsmExCZ14			Com-Indoor-ExitSDGAsmExCZ14


			Assembly - 15			Assembly			15			DO8 v3.02			Com-Indoor-Exit			Ex			Asm			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.2			1.27			-0.0026			1			8760			SDG			1.22			1.28			-0.0028			1			8760									Com-Indoor-ExitPGEAsmExCZ15			Com-Indoor-ExitSCEAsmExCZ15			Com-Indoor-ExitSDGAsmExCZ15


			Assembly - 16			Assembly			16			DO8 v3.02			Com-Indoor-Exit			Ex			Asm			CZ16			Wtd			PGE			0.97			1.1			-0.015			1			8760			SCE			0.98			1.13			-0.015			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEAsmExCZ16			Com-Indoor-ExitSCEAsmExCZ16			Com-Indoor-ExitSDGAsmExCZ16


			Assembly - 17			Assembly			17			DO8 v3.02			Com-Indoor-Exit			Ex			Asm			IOU			Wtd			PGE			1.04			1.26			-0.0106			1			8760			SCE			1.11			1.3			-0.0063			1			8760			SDG			1.1			1.31			-0.00563			1			8760									Com-Indoor-ExitPGEAsmExIOU			Com-Indoor-ExitSCEAsmExIOU			Com-Indoor-ExitSDGAsmExIOU


			Education - Community College - 01			Education - Community College			01			DO8 v3.02			Com-Indoor-Exit			Ex			ECC			CZ01			Wtd			PGE			0.99			1.39			-0.021			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEECCExCZ01			Com-Indoor-ExitSCEECCExCZ01			Com-Indoor-ExitSDGECCExCZ01


			Education - Community College - 02			Education - Community College			02			DO8 v3.02			Com-Indoor-Exit			Ex			ECC			CZ02			Wtd			PGE			1.02			1.44			-0.016			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEECCExCZ02			Com-Indoor-ExitSCEECCExCZ02			Com-Indoor-ExitSDGECCExCZ02


			Education - Community College - 03			Education - Community College			03			DO8 v3.02			Com-Indoor-Exit			Ex			ECC			CZ03			Wtd			PGE			1.04			1.38			-0.014			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEECCExCZ03			Com-Indoor-ExitSCEECCExCZ03			Com-Indoor-ExitSDGECCExCZ03


			Education - Community College - 04			Education - Community College			04			DO8 v3.02			Com-Indoor-Exit			Ex			ECC			CZ04			Wtd			PGE			1.05			1.46			-0.013			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEECCExCZ04			Com-Indoor-ExitSCEECCExCZ04			Com-Indoor-ExitSDGECCExCZ04


			Education - Community College - 05			Education - Community College			05			DO8 v3.02			Com-Indoor-Exit			Ex			ECC			CZ05			Wtd			PGE			1.06			1.54			-0.012			1			8760			SCE			1.09			1.55			-0.011			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEECCExCZ05			Com-Indoor-ExitSCEECCExCZ05			Com-Indoor-ExitSDGECCExCZ05


			Education - Community College - 06			Education - Community College			06			DO8 v3.02			Com-Indoor-Exit			Ex			ECC			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.46			-0.0067			1			8760			SDG			1.09			1.43			-0.0068			1			8760									Com-Indoor-ExitPGEECCExCZ06			Com-Indoor-ExitSCEECCExCZ06			Com-Indoor-ExitSDGECCExCZ06


			Education - Community College - 07			Education - Community College			07			DO8 v3.02			Com-Indoor-Exit			Ex			ECC			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.13			1.48			-0.00521			1			8760									Com-Indoor-ExitPGEECCExCZ07			Com-Indoor-ExitSCEECCExCZ07			Com-Indoor-ExitSDGECCExCZ07


			Education - Community College - 08			Education - Community College			08			DO8 v3.02			Com-Indoor-Exit			Ex			ECC			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.5			-0.00521			1			8760			SDG			1.14			1.48			-0.00561			1			8760									Com-Indoor-ExitPGEECCExCZ08			Com-Indoor-ExitSCEECCExCZ08			Com-Indoor-ExitSDGECCExCZ08


			Education - Community College - 09			Education - Community College			09			DO8 v3.02			Com-Indoor-Exit			Ex			ECC			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.52			-0.0063			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEECCExCZ09			Com-Indoor-ExitSCEECCExCZ09			Com-Indoor-ExitSDGECCExCZ09


			Education - Community College - 10			Education - Community College			10			DO8 v3.02			Com-Indoor-Exit			Ex			ECC			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.49			-0.0063			1			8760			SDG			1.13			1.43			-0.00689			1			8760									Com-Indoor-ExitPGEECCExCZ10			Com-Indoor-ExitSCEECCExCZ10			Com-Indoor-ExitSDGECCExCZ10


			Education - Community College - 11			Education - Community College			11			DO8 v3.02			Com-Indoor-Exit			Ex			ECC			CZ11			Wtd			PGE			1.08			1.47			-0.014			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEECCExCZ11			Com-Indoor-ExitSCEECCExCZ11			Com-Indoor-ExitSDGECCExCZ11


			Education - Community College - 12			Education - Community College			12			DO8 v3.02			Com-Indoor-Exit			Ex			ECC			CZ12			Wtd			PGE			1.06			1.59			-0.014			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEECCExCZ12			Com-Indoor-ExitSCEECCExCZ12			Com-Indoor-ExitSDGECCExCZ12


			Education - Community College - 13			Education - Community College			13			DO8 v3.02			Com-Indoor-Exit			Ex			ECC			CZ13			Wtd			PGE			1.1			1			-0.011			1			8760			SCE			1.13			1			-0.0097			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEECCExCZ13			Com-Indoor-ExitSCEECCExCZ13			Com-Indoor-ExitSDGECCExCZ13


			Education - Community College - 14			Education - Community College			14			DO8 v3.02			Com-Indoor-Exit			Ex			ECC			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.51			-0.011			1			8760			SDG			1.07			1.48			-0.011			1			8760									Com-Indoor-ExitPGEECCExCZ14			Com-Indoor-ExitSCEECCExCZ14			Com-Indoor-ExitSDGECCExCZ14


			Education - Community College - 15			Education - Community College			15			DO8 v3.02			Com-Indoor-Exit			Ex			ECC			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.24			1.45			-0.0034			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEECCExCZ15			Com-Indoor-ExitSCEECCExCZ15			Com-Indoor-ExitSDGECCExCZ15


			Education - Community College - 16			Education - Community College			16			DO8 v3.02			Com-Indoor-Exit			Ex			ECC			CZ16			Wtd			PGE			1.02			1.44			-0.02			1			8760			SCE			1.02			1.45			-0.02			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEECCExCZ16			Com-Indoor-ExitSCEECCExCZ16			Com-Indoor-ExitSDGECCExCZ16


			Education - Community College - 17			Education - Community College			17			DO8 v3.02			Com-Indoor-Exit			Ex			ECC			IOU			Wtd			PGE			1.05			1.39			-0.0137			1			8760			SCE			1.14			1.47			-0.00713			1			8760			SDG			1.13			1.47			-0.00564			1			8760									Com-Indoor-ExitPGEECCExIOU			Com-Indoor-ExitSCEECCExIOU			Com-Indoor-ExitSDGECCExIOU


			Education - Primary School - 01			Education - Primary School			01			DO8 v3.02			Com-Indoor-Exit			Ex			EPr			CZ01			Wtd			PGE			0.94			1.29			-0.016			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEPrExCZ01			Com-Indoor-ExitSCEEPrExCZ01			Com-Indoor-ExitSDGEPrExCZ01


			Education - Primary School - 02			Education - Primary School			02			DO8 v3.02			Com-Indoor-Exit			Ex			EPr			CZ02			Wtd			PGE			0.99			1			-0.012			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEPrExCZ02			Com-Indoor-ExitSCEEPrExCZ02			Com-Indoor-ExitSDGEPrExCZ02


			Education - Primary School - 03			Education - Primary School			03			DO8 v3.02			Com-Indoor-Exit			Ex			EPr			CZ03			Wtd			PGE			1			1			-0.01			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEPrExCZ03			Com-Indoor-ExitSCEEPrExCZ03			Com-Indoor-ExitSDGEPrExCZ03


			Education - Primary School - 04			Education - Primary School			04			DO8 v3.02			Com-Indoor-Exit			Ex			EPr			CZ04			Wtd			PGE			1.03			1			-0.0092			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEPrExCZ04			Com-Indoor-ExitSCEEPrExCZ04			Com-Indoor-ExitSDGEPrExCZ04


			Education - Primary School - 05			Education - Primary School			05			DO8 v3.02			Com-Indoor-Exit			Ex			EPr			CZ05			Wtd			PGE			1.02			1.39			-0.0089			1			8760			SCE			1.03			1.51			-0.0083			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEPrExCZ05			Com-Indoor-ExitSCEEPrExCZ05			Com-Indoor-ExitSDGEPrExCZ05


			Education - Primary School - 06			Education - Primary School			06			DO8 v3.02			Com-Indoor-Exit			Ex			EPr			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.09			1			-0.0049			1			8760			SDG			1.07			1			-0.00521			1			8760									Com-Indoor-ExitPGEEPrExCZ06			Com-Indoor-ExitSCEEPrExCZ06			Com-Indoor-ExitSDGEPrExCZ06


			Education - Primary School - 07			Education - Primary School			07			DO8 v3.02			Com-Indoor-Exit			Ex			EPr			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.1			1.46			-0.0051			1			8760									Com-Indoor-ExitPGEEPrExCZ07			Com-Indoor-ExitSCEEPrExCZ07			Com-Indoor-ExitSDGEPrExCZ07


			Education - Primary School - 08			Education - Primary School			08			DO8 v3.02			Com-Indoor-Exit			Ex			EPr			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.48			-0.0046			1			8760			SDG			1.13			1.45			-0.00479			1			8760									Com-Indoor-ExitPGEEPrExCZ08			Com-Indoor-ExitSCEEPrExCZ08			Com-Indoor-ExitSDGEPrExCZ08


			Education - Primary School - 09			Education - Primary School			09			DO8 v3.02			Com-Indoor-Exit			Ex			EPr			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.16			1			-0.0041			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEPrExCZ09			Com-Indoor-ExitSCEEPrExCZ09			Com-Indoor-ExitSDGEPrExCZ09


			Education - Primary School - 10			Education - Primary School			10			DO8 v3.02			Com-Indoor-Exit			Ex			EPr			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.14			1			-0.0057			1			8760			SDG			1.15			1			-0.0057			1			8760									Com-Indoor-ExitPGEEPrExCZ10			Com-Indoor-ExitSCEEPrExCZ10			Com-Indoor-ExitSDGEPrExCZ10


			Education - Primary School - 11			Education - Primary School			11			DO8 v3.02			Com-Indoor-Exit			Ex			EPr			CZ11			Wtd			PGE			1.04			1			-0.012			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEPrExCZ11			Com-Indoor-ExitSCEEPrExCZ11			Com-Indoor-ExitSDGEPrExCZ11


			Education - Primary School - 12			Education - Primary School			12			DO8 v3.02			Com-Indoor-Exit			Ex			EPr			CZ12			Wtd			PGE			1.03			1			-0.01			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEPrExCZ12			Com-Indoor-ExitSCEEPrExCZ12			Com-Indoor-ExitSDGEPrExCZ12


			Education - Primary School - 13			Education - Primary School			13			DO8 v3.02			Com-Indoor-Exit			Ex			EPr			CZ13			Wtd			PGE			1.08			1			-0.0093			1			8760			SCE			1.12			1			-0.0088			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEPrExCZ13			Com-Indoor-ExitSCEEPrExCZ13			Com-Indoor-ExitSDGEPrExCZ13


			Education - Primary School - 14			Education - Primary School			14			DO8 v3.02			Com-Indoor-Exit			Ex			EPr			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.09			1			-0.00979			1			8760			SDG			1.09			1			-0.0097			1			8760									Com-Indoor-ExitPGEEPrExCZ14			Com-Indoor-ExitSCEEPrExCZ14			Com-Indoor-ExitSDGEPrExCZ14


			Education - Primary School - 15			Education - Primary School			15			DO8 v3.02			Com-Indoor-Exit			Ex			EPr			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.27			1			-0.00311			1			8760			SDG			1.27			1			-0.00311			1			8760									Com-Indoor-ExitPGEEPrExCZ15			Com-Indoor-ExitSCEEPrExCZ15			Com-Indoor-ExitSDGEPrExCZ15


			Education - Primary School - 16			Education - Primary School			16			DO8 v3.02			Com-Indoor-Exit			Ex			EPr			CZ16			Wtd			PGE			0.9			1			-0.022			1			8760			SCE			0.9			1			-0.02			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEPrExCZ16			Com-Indoor-ExitSCEEPrExCZ16			Com-Indoor-ExitSDGEPrExCZ16


			Education - Primary School - 17			Education - Primary School			17			DO8 v3.02			Com-Indoor-Exit			Ex			EPr			IOU			Wtd			PGE			1.03			1.01			-0.0102			1			8760			SCE			1.13			1.15			-0.00561			1			8760			SDG			1.12			1.28			-0.00532			1			8760									Com-Indoor-ExitPGEEPrExIOU			Com-Indoor-ExitSCEEPrExIOU			Com-Indoor-ExitSDGEPrExIOU


			Education - Relocatable Classroom - 01			Education - Relocatable Classroom			01			DO8 v3.02			Com-Indoor-Exit			Ex			ERC			CZ01			Wtd			PGE			0.84			1.15			-0.0189			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEERCExCZ01			Com-Indoor-ExitSCEERCExCZ01			Com-Indoor-ExitSDGERCExCZ01


			Education - Relocatable Classroom - 02			Education - Relocatable Classroom			02			DO8 v3.02			Com-Indoor-Exit			Ex			ERC			CZ02			Wtd			PGE			0.95			1			-0.014			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEERCExCZ02			Com-Indoor-ExitSCEERCExCZ02			Com-Indoor-ExitSDGERCExCZ02


			Education - Relocatable Classroom - 03			Education - Relocatable Classroom			03			DO8 v3.02			Com-Indoor-Exit			Ex			ERC			CZ03			Wtd			PGE			0.85			1			-0.012			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEERCExCZ03			Com-Indoor-ExitSCEERCExCZ03			Com-Indoor-ExitSDGERCExCZ03


			Education - Relocatable Classroom - 04			Education - Relocatable Classroom			04			DO8 v3.02			Com-Indoor-Exit			Ex			ERC			CZ04			Wtd			PGE			0.92			1			-0.012			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEERCExCZ04			Com-Indoor-ExitSCEERCExCZ04			Com-Indoor-ExitSDGERCExCZ04


			Education - Relocatable Classroom - 05			Education - Relocatable Classroom			05			DO8 v3.02			Com-Indoor-Exit			Ex			ERC			CZ05			Wtd			PGE			0.91			1.19			-0.015			1			8760			SCE			0.92			1.25			-0.014			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEERCExCZ05			Com-Indoor-ExitSCEERCExCZ05			Com-Indoor-ExitSDGERCExCZ05


			Education - Relocatable Classroom - 06			Education - Relocatable Classroom			06			DO8 v3.02			Com-Indoor-Exit			Ex			ERC			CZ06			Wtd			PGE			0			0			0			0			0			SCE			0.96			1			-0.0087			1			8760			SDG			0.95			1			-0.0084			1			8760									Com-Indoor-ExitPGEERCExCZ06			Com-Indoor-ExitSCEERCExCZ06			Com-Indoor-ExitSDGERCExCZ06


			Education - Relocatable Classroom - 07			Education - Relocatable Classroom			07			DO8 v3.02			Com-Indoor-Exit			Ex			ERC			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1			1.26			-0.0084			1			8760									Com-Indoor-ExitPGEERCExCZ07			Com-Indoor-ExitSCEERCExCZ07			Com-Indoor-ExitSDGERCExCZ07


			Education - Relocatable Classroom - 08			Education - Relocatable Classroom			08			DO8 v3.02			Com-Indoor-Exit			Ex			ERC			CZ08			Wtd			PGE			0			0			0			0			0			SCE			0.97			1.28			-0.0065			1			8760			SDG			0.98			1.27			-0.007			1			8760									Com-Indoor-ExitPGEERCExCZ08			Com-Indoor-ExitSCEERCExCZ08			Com-Indoor-ExitSDGERCExCZ08


			Education - Relocatable Classroom - 09			Education - Relocatable Classroom			09			DO8 v3.02			Com-Indoor-Exit			Ex			ERC			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1			1			-0.0088			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEERCExCZ09			Com-Indoor-ExitSCEERCExCZ09			Com-Indoor-ExitSDGERCExCZ09


			Education - Relocatable Classroom - 10			Education - Relocatable Classroom			10			DO8 v3.02			Com-Indoor-Exit			Ex			ERC			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.01			1			-0.0084			1			8760			SDG			1			1			-0.0087			1			8760									Com-Indoor-ExitPGEERCExCZ10			Com-Indoor-ExitSCEERCExCZ10			Com-Indoor-ExitSDGERCExCZ10


			Education - Relocatable Classroom - 11			Education - Relocatable Classroom			11			DO8 v3.02			Com-Indoor-Exit			Ex			ERC			CZ11			Wtd			PGE			1			1			-0.013			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEERCExCZ11			Com-Indoor-ExitSCEERCExCZ11			Com-Indoor-ExitSDGERCExCZ11


			Education - Relocatable Classroom - 12			Education - Relocatable Classroom			12			DO8 v3.02			Com-Indoor-Exit			Ex			ERC			CZ12			Wtd			PGE			0.99			1			-0.014			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEERCExCZ12			Com-Indoor-ExitSCEERCExCZ12			Com-Indoor-ExitSDGERCExCZ12


			Education - Relocatable Classroom - 13			Education - Relocatable Classroom			13			DO8 v3.02			Com-Indoor-Exit			Ex			ERC			CZ13			Wtd			PGE			0.98			1			-0.01			1			8760			SCE			1.01			1			-0.0095			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEERCExCZ13			Com-Indoor-ExitSCEERCExCZ13			Com-Indoor-ExitSDGERCExCZ13


			Education - Relocatable Classroom - 14			Education - Relocatable Classroom			14			DO8 v3.02			Com-Indoor-Exit			Ex			ERC			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.05			1			-0.011			1			8760			SDG			1.05			1			-0.011			1			8760									Com-Indoor-ExitPGEERCExCZ14			Com-Indoor-ExitSCEERCExCZ14			Com-Indoor-ExitSDGERCExCZ14


			Education - Relocatable Classroom - 15			Education - Relocatable Classroom			15			DO8 v3.02			Com-Indoor-Exit			Ex			ERC			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.12			1			-0.00521			1			8760			SDG			1.12			1			-0.0051			1			8760									Com-Indoor-ExitPGEERCExCZ15			Com-Indoor-ExitSCEERCExCZ15			Com-Indoor-ExitSDGERCExCZ15


			Education - Relocatable Classroom - 16			Education - Relocatable Classroom			16			DO8 v3.02			Com-Indoor-Exit			Ex			ERC			CZ16			Wtd			PGE			0.94			1			-0.018			1			8760			SCE			0.94			1			-0.017			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEERCExCZ16			Com-Indoor-ExitSCEERCExCZ16			Com-Indoor-ExitSDGERCExCZ16


			Education - Relocatable Classroom - 17			Education - Relocatable Classroom			17			DO8 v3.02			Com-Indoor-Exit			Ex			ERC			IOU			Wtd			PGE			0.93			1.01			-0.0126			1			8760			SCE			0.99			1.09			-0.00826			1			8760			SDG			1			1.16			-0.00844			1			8760									Com-Indoor-ExitPGEERCExIOU			Com-Indoor-ExitSCEERCExIOU			Com-Indoor-ExitSDGERCExIOU


			Education - Secondary School - 01			Education - Secondary School			01			DO8 v3.02			Com-Indoor-Exit			Ex			ESe			CZ01			Wtd			PGE			0.96			1.27			-0.016			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEESeExCZ01			Com-Indoor-ExitSCEESeExCZ01			Com-Indoor-ExitSDGESeExCZ01


			Education - Secondary School - 02			Education - Secondary School			02			DO8 v3.02			Com-Indoor-Exit			Ex			ESe			CZ02			Wtd			PGE			1.04			1			-0.011			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEESeExCZ02			Com-Indoor-ExitSCEESeExCZ02			Com-Indoor-ExitSDGESeExCZ02


			Education - Secondary School - 03			Education - Secondary School			03			DO8 v3.02			Com-Indoor-Exit			Ex			ESe			CZ03			Wtd			PGE			1.01			1			-0.011			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEESeExCZ03			Com-Indoor-ExitSCEESeExCZ03			Com-Indoor-ExitSDGESeExCZ03


			Education - Secondary School - 04			Education - Secondary School			04			DO8 v3.02			Com-Indoor-Exit			Ex			ESe			CZ04			Wtd			PGE			1.07			1			-0.01			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEESeExCZ04			Com-Indoor-ExitSCEESeExCZ04			Com-Indoor-ExitSDGESeExCZ04


			Education - Secondary School - 05			Education - Secondary School			05			DO8 v3.02			Com-Indoor-Exit			Ex			ESe			CZ05			Wtd			PGE			1.03			1.37			-0.009			1			8760			SCE			1.05			1.48			-0.0085			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEESeExCZ05			Com-Indoor-ExitSCEESeExCZ05			Com-Indoor-ExitSDGESeExCZ05


			Education - Secondary School - 06			Education - Secondary School			06			DO8 v3.02			Com-Indoor-Exit			Ex			ESe			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.11			1			-0.0061			1			8760			SDG			1.09			1			-0.0059			1			8760									Com-Indoor-ExitPGEESeExCZ06			Com-Indoor-ExitSCEESeExCZ06			Com-Indoor-ExitSDGESeExCZ06


			Education - Secondary School - 07			Education - Secondary School			07			DO8 v3.02			Com-Indoor-Exit			Ex			ESe			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.11			1.39			-0.0047			1			8760									Com-Indoor-ExitPGEESeExCZ07			Com-Indoor-ExitSCEESeExCZ07			Com-Indoor-ExitSDGESeExCZ07


			Education - Secondary School - 08			Education - Secondary School			08			DO8 v3.02			Com-Indoor-Exit			Ex			ESe			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.46			-0.0045			1			8760			SDG			1.16			1.42			-0.0045			1			8760									Com-Indoor-ExitPGEESeExCZ08			Com-Indoor-ExitSCEESeExCZ08			Com-Indoor-ExitSDGESeExCZ08


			Education - Secondary School - 09			Education - Secondary School			09			DO8 v3.02			Com-Indoor-Exit			Ex			ESe			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.2			1			-0.0046			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEESeExCZ09			Com-Indoor-ExitSCEESeExCZ09			Com-Indoor-ExitSDGESeExCZ09


			Education - Secondary School - 10			Education - Secondary School			10			DO8 v3.02			Com-Indoor-Exit			Ex			ESe			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.2			1			-0.0054			1			8760			SDG			1.2			1			-0.00521			1			8760									Com-Indoor-ExitPGEESeExCZ10			Com-Indoor-ExitSCEESeExCZ10			Com-Indoor-ExitSDGESeExCZ10


			Education - Secondary School - 11			Education - Secondary School			11			DO8 v3.02			Com-Indoor-Exit			Ex			ESe			CZ11			Wtd			PGE			1.09			1			-0.011			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEESeExCZ11			Com-Indoor-ExitSCEESeExCZ11			Com-Indoor-ExitSDGESeExCZ11


			Education - Secondary School - 12			Education - Secondary School			12			DO8 v3.02			Com-Indoor-Exit			Ex			ESe			CZ12			Wtd			PGE			1.08			1			-0.011			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEESeExCZ12			Com-Indoor-ExitSCEESeExCZ12			Com-Indoor-ExitSDGESeExCZ12


			Education - Secondary School - 13			Education - Secondary School			13			DO8 v3.02			Com-Indoor-Exit			Ex			ESe			CZ13			Wtd			PGE			1.12			1			-0.0087			1			8760			SCE			1.16			1			-0.0083			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEESeExCZ13			Com-Indoor-ExitSCEESeExCZ13			Com-Indoor-ExitSDGESeExCZ13


			Education - Secondary School - 14			Education - Secondary School			14			DO8 v3.02			Com-Indoor-Exit			Ex			ESe			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.15			1			-0.0099			1			8760			SDG			1.15			1			-0.0096			1			8760									Com-Indoor-ExitPGEESeExCZ14			Com-Indoor-ExitSCEESeExCZ14			Com-Indoor-ExitSDGESeExCZ14


			Education - Secondary School - 15			Education - Secondary School			15			DO8 v3.02			Com-Indoor-Exit			Ex			ESe			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.27			1			-0.0028			1			8760			SDG			1.28			1			-0.0026			1			8760									Com-Indoor-ExitPGEESeExCZ15			Com-Indoor-ExitSCEESeExCZ15			Com-Indoor-ExitSDGESeExCZ15


			Education - Secondary School - 16			Education - Secondary School			16			DO8 v3.02			Com-Indoor-Exit			Ex			ESe			CZ16			Wtd			PGE			0.98			1			-0.0189			1			8760			SCE			0.98			1			-0.018			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEESeExCZ16			Com-Indoor-ExitSCEESeExCZ16			Com-Indoor-ExitSDGESeExCZ16


			Education - Secondary School - 17			Education - Secondary School			17			DO8 v3.02			Com-Indoor-Exit			Ex			ESe			IOU			Wtd			PGE			1.06			1.01			-0.0106			1			8760			SCE			1.16			1.14			-0.00574			1			8760			SDG			1.14			1.24			-0.00495			1			8760									Com-Indoor-ExitPGEESeExIOU			Com-Indoor-ExitSCEESeExIOU			Com-Indoor-ExitSDGESeExIOU


			Education - University - 01			Education - University			01			DO8 v3.02			Com-Indoor-Exit			Ex			EUn			CZ01			Wtd			PGE			0.98			1.34			-0.016			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEUnExCZ01			Com-Indoor-ExitSCEEUnExCZ01			Com-Indoor-ExitSDGEUnExCZ01


			Education - University - 02			Education - University			02			DO8 v3.02			Com-Indoor-Exit			Ex			EUn			CZ02			Wtd			PGE			1.06			1.39			-0.011			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEUnExCZ02			Com-Indoor-ExitSCEEUnExCZ02			Com-Indoor-ExitSDGEUnExCZ02


			Education - University - 03			Education - University			03			DO8 v3.02			Com-Indoor-Exit			Ex			EUn			CZ03			Wtd			PGE			1.07			1.32			-0.01			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEUnExCZ03			Com-Indoor-ExitSCEEUnExCZ03			Com-Indoor-ExitSDGEUnExCZ03


			Education - University - 04			Education - University			04			DO8 v3.02			Com-Indoor-Exit			Ex			EUn			CZ04			Wtd			PGE			1.08			1.37			-0.0095			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEUnExCZ04			Com-Indoor-ExitSCEEUnExCZ04			Com-Indoor-ExitSDGEUnExCZ04


			Education - University - 05			Education - University			05			DO8 v3.02			Com-Indoor-Exit			Ex			EUn			CZ05			Wtd			PGE			1.09			1.39			-0.0088			1			8760			SCE			1.14			1.38			-0.0082			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEUnExCZ05			Com-Indoor-ExitSCEEUnExCZ05			Com-Indoor-ExitSDGEUnExCZ05


			Education - University - 06			Education - University			06			DO8 v3.02			Com-Indoor-Exit			Ex			EUn			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.34			-0.00561			1			8760			SDG			1.13			1.31			-0.0065			1			8760									Com-Indoor-ExitPGEEUnExCZ06			Com-Indoor-ExitSCEEUnExCZ06			Com-Indoor-ExitSDGEUnExCZ06


			Education - University - 07			Education - University			07			DO8 v3.02			Com-Indoor-Exit			Ex			EUn			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.16			1.4			-0.005			1			8760									Com-Indoor-ExitPGEEUnExCZ07			Com-Indoor-ExitSCEEUnExCZ07			Com-Indoor-ExitSDGEUnExCZ07


			Education - University - 08			Education - University			08			DO8 v3.02			Com-Indoor-Exit			Ex			EUn			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.19			1.41			-0.0049			1			8760			SDG			1.16			1.4			-0.0054			1			8760									Com-Indoor-ExitPGEEUnExCZ08			Com-Indoor-ExitSCEEUnExCZ08			Com-Indoor-ExitSDGEUnExCZ08


			Education - University - 09			Education - University			09			DO8 v3.02			Com-Indoor-Exit			Ex			EUn			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.39			-0.0055			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEUnExCZ09			Com-Indoor-ExitSCEEUnExCZ09			Com-Indoor-ExitSDGEUnExCZ09


			Education - University - 10			Education - University			10			DO8 v3.02			Com-Indoor-Exit			Ex			EUn			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.41			-0.0064			1			8760			SDG			1.15			1.39			-0.008			1			8760									Com-Indoor-ExitPGEEUnExCZ10			Com-Indoor-ExitSCEEUnExCZ10			Com-Indoor-ExitSDGEUnExCZ10


			Education - University - 11			Education - University			11			DO8 v3.02			Com-Indoor-Exit			Ex			EUn			CZ11			Wtd			PGE			1.06			1.4			-0.011			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEUnExCZ11			Com-Indoor-ExitSCEEUnExCZ11			Com-Indoor-ExitSDGEUnExCZ11


			Education - University - 12			Education - University			12			DO8 v3.02			Com-Indoor-Exit			Ex			EUn			CZ12			Wtd			PGE			1.07			1.39			-0.011			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEUnExCZ12			Com-Indoor-ExitSCEEUnExCZ12			Com-Indoor-ExitSDGEUnExCZ12


			Education - University - 13			Education - University			13			DO8 v3.02			Com-Indoor-Exit			Ex			EUn			CZ13			Wtd			PGE			1.09			1			-0.0093			1			8760			SCE			1.11			1			-0.0086			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEUnExCZ13			Com-Indoor-ExitSCEEUnExCZ13			Com-Indoor-ExitSDGEUnExCZ13


			Education - University - 14			Education - University			14			DO8 v3.02			Com-Indoor-Exit			Ex			EUn			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.41			-0.009			1			8760			SDG			1.12			1.39			-0.0097			1			8760									Com-Indoor-ExitPGEEUnExCZ14			Com-Indoor-ExitSCEEUnExCZ14			Com-Indoor-ExitSDGEUnExCZ14


			Education - University - 15			Education - University			15			DO8 v3.02			Com-Indoor-Exit			Ex			EUn			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.23			1.43			-0.0037			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEUnExCZ15			Com-Indoor-ExitSCEEUnExCZ15			Com-Indoor-ExitSDGEUnExCZ15


			Education - University - 16			Education - University			16			DO8 v3.02			Com-Indoor-Exit			Ex			EUn			CZ16			Wtd			PGE			1.01			1.36			-0.0189			1			8760			SCE			1.03			1.37			-0.017			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEEUnExCZ16			Com-Indoor-ExitSCEEUnExCZ16			Com-Indoor-ExitSDGEUnExCZ16


			Education - University - 17			Education - University			17			DO8 v3.02			Com-Indoor-Exit			Ex			EUn			IOU			Wtd			PGE			1.07			1.31			-0.0103			1			8760			SCE			1.15			1.38			-0.00638			1			8760			SDG			1.16			1.4			-0.00574			1			8760									Com-Indoor-ExitPGEEUnExIOU			Com-Indoor-ExitSCEEUnExIOU			Com-Indoor-ExitSDGEUnExIOU


			Food Store - 01			Food Store			01			DO8 v3.02			Com-Indoor-Exit			Ex			Fst			CZ01			Wtd			PGE			0.91			1.155			-0.014			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEFstExCZ01			Com-Indoor-ExitSCEFstExCZ01			Com-Indoor-ExitSDGFstExCZ01


			Food Store - 02			Food Store			02			DO8 v3.02			Com-Indoor-Exit			Ex			Fst			CZ02			Wtd			PGE			0.975			1.285			-0.0105			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEFstExCZ02			Com-Indoor-ExitSCEFstExCZ02			Com-Indoor-ExitSDGFstExCZ02


			Food Store - 03			Food Store			03			DO8 v3.02			Com-Indoor-Exit			Ex			Fst			CZ03			Wtd			PGE			0.97			1.31			-0.010445			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEFstExCZ03			Com-Indoor-ExitSCEFstExCZ03			Com-Indoor-ExitSDGFstExCZ03


			Food Store - 04			Food Store			04			DO8 v3.02			Com-Indoor-Exit			Ex			Fst			CZ04			Wtd			PGE			0.995			1.31			-0.00935			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEFstExCZ04			Com-Indoor-ExitSCEFstExCZ04			Com-Indoor-ExitSDGFstExCZ04


			Food Store - 05			Food Store			05			DO8 v3.02			Com-Indoor-Exit			Ex			Fst			CZ05			Wtd			PGE			0.985			1.24			-0.00965			1			8760			SCE			1.04			1.29			-0.010605			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEFstExCZ05			Com-Indoor-ExitSCEFstExCZ05			Com-Indoor-ExitSDGFstExCZ05


			Food Store - 06			Food Store			06			DO8 v3.02			Com-Indoor-Exit			Ex			Fst			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.065			1.32			-0.008355			1			8760			SDG			1.045			1.32			-0.0084			1			8760									Com-Indoor-ExitPGEFstExCZ06			Com-Indoor-ExitSCEFstExCZ06			Com-Indoor-ExitSDGFstExCZ06


			Food Store - 07			Food Store			07			DO8 v3.02			Com-Indoor-Exit			Ex			Fst			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.065			1.29			-0.008			1			8760									Com-Indoor-ExitPGEFstExCZ07			Com-Indoor-ExitSCEFstExCZ07			Com-Indoor-ExitSDGFstExCZ07


			Food Store - 08			Food Store			08			DO8 v3.02			Com-Indoor-Exit			Ex			Fst			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.08			1.345			-0.0077			1			8760			SDG			1.07			1.335			-0.0077			1			8760									Com-Indoor-ExitPGEFstExCZ08			Com-Indoor-ExitSCEFstExCZ08			Com-Indoor-ExitSDGFstExCZ08


			Food Store - 09			Food Store			09			DO8 v3.02			Com-Indoor-Exit			Ex			Fst			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.365			-0.007			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEFstExCZ09			Com-Indoor-ExitSCEFstExCZ09			Com-Indoor-ExitSDGFstExCZ09


			Food Store - 10			Food Store			10			DO8 v3.02			Com-Indoor-Exit			Ex			Fst			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.08			1.455			-0.007355			1			8760			SDG			1.08			1.475			-0.007355			1			8760									Com-Indoor-ExitPGEFstExCZ10			Com-Indoor-ExitSCEFstExCZ10			Com-Indoor-ExitSDGFstExCZ10


			Food Store - 11			Food Store			11			DO8 v3.02			Com-Indoor-Exit			Ex			Fst			CZ11			Wtd			PGE			1.01			1.28			-0.009855			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEFstExCZ11			Com-Indoor-ExitSCEFstExCZ11			Com-Indoor-ExitSDGFstExCZ11


			Food Store - 12			Food Store			12			DO8 v3.02			Com-Indoor-Exit			Ex			Fst			CZ12			Wtd			PGE			1.005			1.32			-0.009445			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEFstExCZ12			Com-Indoor-ExitSCEFstExCZ12			Com-Indoor-ExitSDGFstExCZ12


			Food Store - 13			Food Store			13			DO8 v3.02			Com-Indoor-Exit			Ex			Fst			CZ13			Wtd			PGE			1.04			1.335			-0.00755			1			8760			SCE			1.08			1.375			-0.0085			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEFstExCZ13			Com-Indoor-ExitSCEFstExCZ13			Com-Indoor-ExitSDGFstExCZ13


			Food Store - 14			Food Store			14			DO8 v3.02			Com-Indoor-Exit			Ex			Fst			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.06			1.465			-0.0091			1			8760			SDG			1.055			1.49			-0.00915			1			8760									Com-Indoor-ExitPGEFstExCZ14			Com-Indoor-ExitSCEFstExCZ14			Com-Indoor-ExitSDGFstExCZ14


			Food Store - 15			Food Store			15			DO8 v3.02			Com-Indoor-Exit			Ex			Fst			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.145			1.395			-0.00411			1			8760			SDG			1.15			1.395			-0.00395			1			8760									Com-Indoor-ExitPGEFstExCZ15			Com-Indoor-ExitSCEFstExCZ15			Com-Indoor-ExitSDGFstExCZ15


			Food Store - 16			Food Store			16			DO8 v3.02			Com-Indoor-Exit			Ex			Fst			CZ16			Wtd			PGE			0.915			1.275			-0.013			1			8760			SCE			0.965			1.315			-0.014			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEFstExCZ16			Com-Indoor-ExitSCEFstExCZ16			Com-Indoor-ExitSDGFstExCZ16


			Food Store - 17			Food Store			17			DO8 v3.02			Com-Indoor-Exit			Ex			Fst			IOU			Wtd			PGE			0.995			1.31			-0.00961			1			8760			SCE			1.08			1.375			-0.007725			1			8760			SDG			1.07			1.345			-0.007865			1			8760									Com-Indoor-ExitPGEFstExIOU			Com-Indoor-ExitSCEFstExIOU			Com-Indoor-ExitSDGFstExIOU


			Grocery - 01			Grocery			01			DO8 v3.02			Com-Indoor-Exit			Ex			Gro			CZ01			Wtd			PGE			0.84			1.06			-0.016			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGroExCZ01			Com-Indoor-ExitSCEGroExCZ01			Com-Indoor-ExitSDGGroExCZ01


			Grocery - 02			Grocery			02			DO8 v3.02			Com-Indoor-Exit			Ex			Gro			CZ02			Wtd			PGE			0.92			1.3			-0.013			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGroExCZ02			Com-Indoor-ExitSCEGroExCZ02			Com-Indoor-ExitSDGGroExCZ02


			Grocery - 03			Grocery			03			DO8 v3.02			Com-Indoor-Exit			Ex			Gro			CZ03			Wtd			PGE			0.9			1.31			-0.014			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGroExCZ03			Com-Indoor-ExitSCEGroExCZ03			Com-Indoor-ExitSDGGroExCZ03


			Grocery - 04			Grocery			04			DO8 v3.02			Com-Indoor-Exit			Ex			Gro			CZ04			Wtd			PGE			0.93			1.31			-0.013			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGroExCZ04			Com-Indoor-ExitSCEGroExCZ04			Com-Indoor-ExitSDGGroExCZ04


			Grocery - 05			Grocery			05			DO8 v3.02			Com-Indoor-Exit			Ex			Gro			CZ05			Wtd			PGE			0.91			1.21			-0.014			1			8760			SCE			1			1.23			-0.016			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGroExCZ05			Com-Indoor-ExitSCEGroExCZ05			Com-Indoor-ExitSDGGroExCZ05


			Grocery - 06			Grocery			06			DO8 v3.02			Com-Indoor-Exit			Ex			Gro			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.01			1.27			-0.014			1			8760			SDG			0.99			1.28			-0.014			1			8760									Com-Indoor-ExitPGEGroExCZ06			Com-Indoor-ExitSCEGroExCZ06			Com-Indoor-ExitSDGGroExCZ06


			Grocery - 07			Grocery			07			DO8 v3.02			Com-Indoor-Exit			Ex			Gro			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.01			1.22			-0.014			1			8760									Com-Indoor-ExitPGEGroExCZ07			Com-Indoor-ExitSCEGroExCZ07			Com-Indoor-ExitSDGGroExCZ07


			Grocery - 08			Grocery			08			DO8 v3.02			Com-Indoor-Exit			Ex			Gro			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.03			1.32			-0.013			1			8760			SDG			1.02			1.31			-0.013			1			8760									Com-Indoor-ExitPGEGroExCZ08			Com-Indoor-ExitSCEGroExCZ08			Com-Indoor-ExitSDGGroExCZ08


			Grocery - 09			Grocery			09			DO8 v3.02			Com-Indoor-Exit			Ex			Gro			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.32			-0.012			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGroExCZ09			Com-Indoor-ExitSCEGroExCZ09			Com-Indoor-ExitSDGGroExCZ09


			Grocery - 10			Grocery			10			DO8 v3.02			Com-Indoor-Exit			Ex			Gro			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.05			1.6			-0.012			1			8760			SDG			1.05			1.63			-0.012			1			8760									Com-Indoor-ExitPGEGroExCZ10			Com-Indoor-ExitSCEGroExCZ10			Com-Indoor-ExitSDGGroExCZ10


			Grocery - 11			Grocery			11			DO8 v3.02			Com-Indoor-Exit			Ex			Gro			CZ11			Wtd			PGE			0.98			1.27			-0.012			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGroExCZ11			Com-Indoor-ExitSCEGroExCZ11			Com-Indoor-ExitSDGGroExCZ11


			Grocery - 12			Grocery			12			DO8 v3.02			Com-Indoor-Exit			Ex			Gro			CZ12			Wtd			PGE			0.96			1.35			-0.012			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGroExCZ12			Com-Indoor-ExitSCEGroExCZ12			Com-Indoor-ExitSDGGroExCZ12


			Grocery - 13			Grocery			13			DO8 v3.02			Com-Indoor-Exit			Ex			Gro			CZ13			Wtd			PGE			1.02			1.37			-0.01			1			8760			SCE			1.07			1.37			-0.012			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGroExCZ13			Com-Indoor-ExitSCEGroExCZ13			Com-Indoor-ExitSDGGroExCZ13


			Grocery - 14			Grocery			14			DO8 v3.02			Com-Indoor-Exit			Ex			Gro			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.05			1.66			-0.012			1			8760			SDG			1.04			1.71			-0.012			1			8760									Com-Indoor-ExitPGEGroExCZ14			Com-Indoor-ExitSCEGroExCZ14			Com-Indoor-ExitSDGGroExCZ14


			Grocery - 15			Grocery			15			DO8 v3.02			Com-Indoor-Exit			Ex			Gro			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.38			-0.00729			1			8760			SDG			1.14			1.37			-0.007			1			8760									Com-Indoor-ExitPGEGroExCZ15			Com-Indoor-ExitSCEGroExCZ15			Com-Indoor-ExitSDGGroExCZ15


			Grocery - 16			Grocery			16			DO8 v3.02			Com-Indoor-Exit			Ex			Gro			CZ16			Wtd			PGE			0.85			1.29			-0.014			1			8760			SCE			0.95			1.3			-0.016			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGroExCZ16			Com-Indoor-ExitSCEGroExCZ16			Com-Indoor-ExitSDGGroExCZ16


			Grocery - 17			Grocery			17			DO8 v3.02			Com-Indoor-Exit			Ex			Gro			IOU			Wtd			PGE			0.94			1.32			-0.0126			1			8760			SCE			1.04			1.39			-0.0127			1			8760			SDG			1.02			1.34			-0.0135			1			8760									Com-Indoor-ExitPGEGroExIOU			Com-Indoor-ExitSCEGroExIOU			Com-Indoor-ExitSDGGroExIOU


			Health/Medical - Clinic - 01			Health/Medical - Clinic			01			DO8 v3.02			Com-Indoor-Exit			Ex			Cli			CZ01			Wtd			PGE			1			1.23			-0.014255			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGECliExCZ01			Com-Indoor-ExitSCECliExCZ01			Com-Indoor-ExitSDGCliExCZ01


			Health/Medical - Clinic - 02			Health/Medical - Clinic			02			DO8 v3.02			Com-Indoor-Exit			Ex			Cli			CZ02			Wtd			PGE			1.025			1.3			-0.0117			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGECliExCZ02			Com-Indoor-ExitSCECliExCZ02			Com-Indoor-ExitSDGCliExCZ02


			Health/Medical - Clinic - 03			Health/Medical - Clinic			03			DO8 v3.02			Com-Indoor-Exit			Ex			Cli			CZ03			Wtd			PGE			1.03			1.29			-0.01125			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGECliExCZ03			Com-Indoor-ExitSCECliExCZ03			Com-Indoor-ExitSDGCliExCZ03


			Health/Medical - Clinic - 04			Health/Medical - Clinic			04			DO8 v3.02			Com-Indoor-Exit			Ex			Cli			CZ04			Wtd			PGE			1.05			1.315			-0.01015			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGECliExCZ04			Com-Indoor-ExitSCECliExCZ04			Com-Indoor-ExitSDGCliExCZ04


			Health/Medical - Clinic - 05			Health/Medical - Clinic			05			DO8 v3.02			Com-Indoor-Exit			Ex			Cli			CZ05			Wtd			PGE			1.04			1.275			-0.01025			1			8760			SCE			1.06			1.345			-0.0104			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGECliExCZ05			Com-Indoor-ExitSCECliExCZ05			Com-Indoor-ExitSDGCliExCZ05


			Health/Medical - Clinic - 06			Health/Medical - Clinic			06			DO8 v3.02			Com-Indoor-Exit			Ex			Cli			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.37			-0.00775			1			8760			SDG			1.085			1.37			-0.007915			1			8760									Com-Indoor-ExitPGECliExCZ06			Com-Indoor-ExitSCECliExCZ06			Com-Indoor-ExitSDGCliExCZ06


			Health/Medical - Clinic - 07			Health/Medical - Clinic			07			DO8 v3.02			Com-Indoor-Exit			Ex			Cli			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.095			1.335			-0.006785			1			8760									Com-Indoor-ExitPGECliExCZ07			Com-Indoor-ExitSCECliExCZ07			Com-Indoor-ExitSDGCliExCZ07


			Health/Medical - Clinic - 08			Health/Medical - Clinic			08			DO8 v3.02			Com-Indoor-Exit			Ex			Cli			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.105			1.38			-0.00725			1			8760			SDG			1.1			1.365			-0.007415			1			8760									Com-Indoor-ExitPGECliExCZ08			Com-Indoor-ExitSCECliExCZ08			Com-Indoor-ExitSDGCliExCZ08


			Health/Medical - Clinic - 09			Health/Medical - Clinic			09			DO8 v3.02			Com-Indoor-Exit			Ex			Cli			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.115			1.365			-0.00785			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGECliExCZ09			Com-Indoor-ExitSCECliExCZ09			Com-Indoor-ExitSDGCliExCZ09


			Health/Medical - Clinic - 10			Health/Medical - Clinic			10			DO8 v3.02			Com-Indoor-Exit			Ex			Cli			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.375			-0.0078			1			8760			SDG			1.105			1.39			-0.0074895			1			8760									Com-Indoor-ExitPGECliExCZ10			Com-Indoor-ExitSCECliExCZ10			Com-Indoor-ExitSDGCliExCZ10


			Health/Medical - Clinic - 11			Health/Medical - Clinic			11			DO8 v3.02			Com-Indoor-Exit			Ex			Cli			CZ11			Wtd			PGE			1.04			1.31			-0.010605			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGECliExCZ11			Com-Indoor-ExitSCECliExCZ11			Com-Indoor-ExitSDGCliExCZ11


			Health/Medical - Clinic - 12			Health/Medical - Clinic			12			DO8 v3.02			Com-Indoor-Exit			Ex			Cli			CZ12			Wtd			PGE			1.04			1.33			-0.01075			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGECliExCZ12			Com-Indoor-ExitSCECliExCZ12			Com-Indoor-ExitSDGCliExCZ12


			Health/Medical - Clinic - 13			Health/Medical - Clinic			13			DO8 v3.02			Com-Indoor-Exit			Ex			Cli			CZ13			Wtd			PGE			1.065			1.325			-0.00875			1			8760			SCE			1.085			1.4			-0.0088			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGECliExCZ13			Com-Indoor-ExitSCECliExCZ13			Com-Indoor-ExitSDGCliExCZ13


			Health/Medical - Clinic - 14			Health/Medical - Clinic			14			DO8 v3.02			Com-Indoor-Exit			Ex			Cli			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.375			-0.0093			1			8760			SDG			1.075			1.365			-0.009055			1			8760									Com-Indoor-ExitPGECliExCZ14			Com-Indoor-ExitSCECliExCZ14			Com-Indoor-ExitSDGCliExCZ14


			Health/Medical - Clinic - 15			Health/Medical - Clinic			15			DO8 v3.02			Com-Indoor-Exit			Ex			Cli			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.165			1.42			-0.005045			1			8760			SDG			0.605			0.71			-0.0002195			0.5			4380									Com-Indoor-ExitPGECliExCZ15			Com-Indoor-ExitSCECliExCZ15			Com-Indoor-ExitSDGCliExCZ15


			Health/Medical - Clinic - 16			Health/Medical - Clinic			16			DO8 v3.02			Com-Indoor-Exit			Ex			Cli			CZ16			Wtd			PGE			0.975			1.255			-0.01495			1			8760			SCE			0.97			1.32			-0.01465			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGECliExCZ16			Com-Indoor-ExitSCECliExCZ16			Com-Indoor-ExitSDGCliExCZ16


			Health/Medical - Clinic - 17			Health/Medical - Clinic			17			DO8 v3.02			Com-Indoor-Exit			Ex			Cli			IOU			Wtd			PGE			1.04			1.305			-0.010565			1			8760			SCE			1.095			1.375			-0.00779			1			8760			SDG			1.095			1.34			-0.006931			1			8760									Com-Indoor-ExitPGECliExIOU			Com-Indoor-ExitSCECliExIOU			Com-Indoor-ExitSDGCliExIOU


			Health/Medical - Hospital - 01			Health/Medical - Hospital			01			DO8 v3.02			Com-Indoor-Exit			Ex			Hsp			CZ01			Wtd			PGE			1.08			1.18			-0.01			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHspExCZ01			Com-Indoor-ExitSCEHspExCZ01			Com-Indoor-ExitSDGHspExCZ01


			Health/Medical - Hospital - 02			Health/Medical - Hospital			02			DO8 v3.02			Com-Indoor-Exit			Ex			Hsp			CZ02			Wtd			PGE			1.09			1.25			-0.0091			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHspExCZ02			Com-Indoor-ExitSCEHspExCZ02			Com-Indoor-ExitSDGHspExCZ02


			Health/Medical - Hospital - 03			Health/Medical - Hospital			03			DO8 v3.02			Com-Indoor-Exit			Ex			Hsp			CZ03			Wtd			PGE			1.1			1.24			-0.0086			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHspExCZ03			Com-Indoor-ExitSCEHspExCZ03			Com-Indoor-ExitSDGHspExCZ03


			Health/Medical - Hospital - 04			Health/Medical - Hospital			04			DO8 v3.02			Com-Indoor-Exit			Ex			Hsp			CZ04			Wtd			PGE			1.1			1.25			-0.0083			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHspExCZ04			Com-Indoor-ExitSCEHspExCZ04			Com-Indoor-ExitSDGHspExCZ04


			Health/Medical - Hospital - 05			Health/Medical - Hospital			05			DO8 v3.02			Com-Indoor-Exit			Ex			Hsp			CZ05			Wtd			PGE			1.09			1.21			-0.0087			1			8760			SCE			1.12			1.26			-0.0092			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHspExCZ05			Com-Indoor-ExitSCEHspExCZ05			Com-Indoor-ExitSDGHspExCZ05


			Health/Medical - Hospital - 06			Health/Medical - Hospital			06			DO8 v3.02			Com-Indoor-Exit			Ex			Hsp			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.27			-0.0072			1			8760			SDG			1.15			1.26			-0.0074			1			8760									Com-Indoor-ExitPGEHspExCZ06			Com-Indoor-ExitSCEHspExCZ06			Com-Indoor-ExitSDGHspExCZ06


			Health/Medical - Hospital - 07			Health/Medical - Hospital			07			DO8 v3.02			Com-Indoor-Exit			Ex			Hsp			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.15			1.26			-0.00689			1			8760									Com-Indoor-ExitPGEHspExCZ07			Com-Indoor-ExitSCEHspExCZ07			Com-Indoor-ExitSDGHspExCZ07


			Health/Medical - Hospital - 08			Health/Medical - Hospital			08			DO8 v3.02			Com-Indoor-Exit			Ex			Hsp			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.27			-0.0071			1			8760			SDG			1.15			1.26			-0.00729			1			8760									Com-Indoor-ExitPGEHspExCZ08			Com-Indoor-ExitSCEHspExCZ08			Com-Indoor-ExitSDGHspExCZ08


			Health/Medical - Hospital - 09			Health/Medical - Hospital			09			DO8 v3.02			Com-Indoor-Exit			Ex			Hsp			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.31			-0.007			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHspExCZ09			Com-Indoor-ExitSCEHspExCZ09			Com-Indoor-ExitSDGHspExCZ09


			Health/Medical - Hospital - 10			Health/Medical - Hospital			10			DO8 v3.02			Com-Indoor-Exit			Ex			Hsp			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.29			-0.0076			1			8760			SDG			1.15			1.29			-0.0076			1			8760									Com-Indoor-ExitPGEHspExCZ10			Com-Indoor-ExitSCEHspExCZ10			Com-Indoor-ExitSDGHspExCZ10


			Health/Medical - Hospital - 11			Health/Medical - Hospital			11			DO8 v3.02			Com-Indoor-Exit			Ex			Hsp			CZ11			Wtd			PGE			1.09			1.25			-0.0087			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHspExCZ11			Com-Indoor-ExitSCEHspExCZ11			Com-Indoor-ExitSDGHspExCZ11


			Health/Medical - Hospital - 12			Health/Medical - Hospital			12			DO8 v3.02			Com-Indoor-Exit			Ex			Hsp			CZ12			Wtd			PGE			1.09			1.26			-0.0089			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHspExCZ12			Com-Indoor-ExitSCEHspExCZ12			Com-Indoor-ExitSDGHspExCZ12


			Health/Medical - Hospital - 13			Health/Medical - Hospital			13			DO8 v3.02			Com-Indoor-Exit			Ex			Hsp			CZ13			Wtd			PGE			1.11			1.27			-0.00771			1			8760			SCE			1.12			1.31			-0.0084			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHspExCZ13			Com-Indoor-ExitSCEHspExCZ13			Com-Indoor-ExitSDGHspExCZ13


			Health/Medical - Hospital - 14			Health/Medical - Hospital			14			DO8 v3.02			Com-Indoor-Exit			Ex			Hsp			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.31			-0.0093			1			8760			SDG			1.1			1.3			-0.00939			1			8760									Com-Indoor-ExitPGEHspExCZ14			Com-Indoor-ExitSCEHspExCZ14			Com-Indoor-ExitSDGHspExCZ14


			Health/Medical - Hospital - 15			Health/Medical - Hospital			15			DO8 v3.02			Com-Indoor-Exit			Ex			Hsp			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.32			-0.0062			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHspExCZ15			Com-Indoor-ExitSCEHspExCZ15			Com-Indoor-ExitSDGHspExCZ15


			Health/Medical - Hospital - 16			Health/Medical - Hospital			16			DO8 v3.02			Com-Indoor-Exit			Ex			Hsp			CZ16			Wtd			PGE			1.02			1.24			-0.014			1			8760			SCE			1.02			1.27			-0.013			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHspExCZ16			Com-Indoor-ExitSCEHspExCZ16			Com-Indoor-ExitSDGHspExCZ16


			Health/Medical - Hospital - 17			Health/Medical - Hospital			17			DO8 v3.02			Com-Indoor-Exit			Ex			Hsp			IOU			Wtd			PGE			1.1			1.25			-0.00857			1			8760			SCE			1.15			1.28			-0.00742			1			8760			SDG			1.15			1.26			-0.00702			1			8760									Com-Indoor-ExitPGEHspExIOU			Com-Indoor-ExitSCEHspExIOU			Com-Indoor-ExitSDGHspExIOU


			Health/Medical - Nursing Home - 01			Health/Medical - Nursing Home			01			DO8 v3.02			Com-Indoor-Exit			Ex			Nrs			CZ01			Wtd			PGE			0.98			1.14			-0.0229			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGENrsExCZ01			Com-Indoor-ExitSCENrsExCZ01			Com-Indoor-ExitSDGNrsExCZ01


			Health/Medical - Nursing Home - 02			Health/Medical - Nursing Home			02			DO8 v3.02			Com-Indoor-Exit			Ex			Nrs			CZ02			Wtd			PGE			1.01			1.28			-0.0189			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGENrsExCZ02			Com-Indoor-ExitSCENrsExCZ02			Com-Indoor-ExitSDGNrsExCZ02


			Health/Medical - Nursing Home - 03			Health/Medical - Nursing Home			03			DO8 v3.02			Com-Indoor-Exit			Ex			Nrs			CZ03			Wtd			PGE			1.01			1.27			-0.0189			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGENrsExCZ03			Com-Indoor-ExitSCENrsExCZ03			Com-Indoor-ExitSDGNrsExCZ03


			Health/Medical - Nursing Home - 04			Health/Medical - Nursing Home			04			DO8 v3.02			Com-Indoor-Exit			Ex			Nrs			CZ04			Wtd			PGE			1.03			1.31			-0.017			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGENrsExCZ04			Com-Indoor-ExitSCENrsExCZ04			Com-Indoor-ExitSDGNrsExCZ04


			Health/Medical - Nursing Home - 05			Health/Medical - Nursing Home			05			DO8 v3.02			Com-Indoor-Exit			Ex			Nrs			CZ05			Wtd			PGE			1.01			1.23			-0.018			1			8760			SCE			1.01			1.29			-0.018			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGENrsExCZ05			Com-Indoor-ExitSCENrsExCZ05			Com-Indoor-ExitSDGNrsExCZ05


			Health/Medical - Nursing Home - 06			Health/Medical - Nursing Home			06			DO8 v3.02			Com-Indoor-Exit			Ex			Nrs			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.04			1.31			-0.014			1			8760			SDG			1.03			1.31			-0.015			1			8760									Com-Indoor-ExitPGENrsExCZ06			Com-Indoor-ExitSCENrsExCZ06			Com-Indoor-ExitSDGNrsExCZ06


			Health/Medical - Nursing Home - 07			Health/Medical - Nursing Home			07			DO8 v3.02			Com-Indoor-Exit			Ex			Nrs			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.04			1.25			-0.013			1			8760									Com-Indoor-ExitPGENrsExCZ07			Com-Indoor-ExitSCENrsExCZ07			Com-Indoor-ExitSDGNrsExCZ07


			Health/Medical - Nursing Home - 08			Health/Medical - Nursing Home			08			DO8 v3.02			Com-Indoor-Exit			Ex			Nrs			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.06			1.32			-0.013			1			8760			SDG			1.05			1.31			-0.014			1			8760									Com-Indoor-ExitPGENrsExCZ08			Com-Indoor-ExitSCENrsExCZ08			Com-Indoor-ExitSDGNrsExCZ08


			Health/Medical - Nursing Home - 09			Health/Medical - Nursing Home			09			DO8 v3.02			Com-Indoor-Exit			Ex			Nrs			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.29			-0.014			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGENrsExCZ09			Com-Indoor-ExitSCENrsExCZ09			Com-Indoor-ExitSDGNrsExCZ09


			Health/Medical - Nursing Home - 10			Health/Medical - Nursing Home			10			DO8 v3.02			Com-Indoor-Exit			Ex			Nrs			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.05			1.38			-0.014			1			8760			SDG			1.06			1.39			-0.014			1			8760									Com-Indoor-ExitPGENrsExCZ10			Com-Indoor-ExitSCENrsExCZ10			Com-Indoor-ExitSDGNrsExCZ10


			Health/Medical - Nursing Home - 11			Health/Medical - Nursing Home			11			DO8 v3.02			Com-Indoor-Exit			Ex			Nrs			CZ11			Wtd			PGE			1.03			1.3			-0.016			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGENrsExCZ11			Com-Indoor-ExitSCENrsExCZ11			Com-Indoor-ExitSDGNrsExCZ11


			Health/Medical - Nursing Home - 12			Health/Medical - Nursing Home			12			DO8 v3.02			Com-Indoor-Exit			Ex			Nrs			CZ12			Wtd			PGE			1.02			1.31			-0.017			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGENrsExCZ12			Com-Indoor-ExitSCENrsExCZ12			Com-Indoor-ExitSDGNrsExCZ12


			Health/Medical - Nursing Home - 13			Health/Medical - Nursing Home			13			DO8 v3.02			Com-Indoor-Exit			Ex			Nrs			CZ13			Wtd			PGE			1.05			1.33			-0.014			1			8760			SCE			1.05			1.39			-0.014			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGENrsExCZ13			Com-Indoor-ExitSCENrsExCZ13			Com-Indoor-ExitSDGNrsExCZ13


			Health/Medical - Nursing Home - 14			Health/Medical - Nursing Home			14			DO8 v3.02			Com-Indoor-Exit			Ex			Nrs			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.04			1.37			-0.015			1			8760			SDG			1.04			1.37			-0.015			1			8760									Com-Indoor-ExitPGENrsExCZ14			Com-Indoor-ExitSCENrsExCZ14			Com-Indoor-ExitSDGNrsExCZ14


			Health/Medical - Nursing Home - 15			Health/Medical - Nursing Home			15			DO8 v3.02			Com-Indoor-Exit			Ex			Nrs			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.4			-0.00939			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGENrsExCZ15			Com-Indoor-ExitSCENrsExCZ15			Com-Indoor-ExitSDGNrsExCZ15


			Health/Medical - Nursing Home - 16			Health/Medical - Nursing Home			16			DO8 v3.02			Com-Indoor-Exit			Ex			Nrs			CZ16			Wtd			PGE			0.98			1.19			-0.021			1			8760			SCE			0.96			1.24			-0.021			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGENrsExCZ16			Com-Indoor-ExitSCENrsExCZ16			Com-Indoor-ExitSDGNrsExCZ16


			Health/Medical - Nursing Home - 17			Health/Medical - Nursing Home			17			DO8 v3.02			Com-Indoor-Exit			Ex			Nrs			IOU			Wtd			PGE			1.02			1.29			-0.0172			1			8760			SCE			1.05			1.33			-0.0138			1			8760			SDG			1.04			1.27			-0.0132			1			8760									Com-Indoor-ExitPGENrsExIOU			Com-Indoor-ExitSCENrsExIOU			Com-Indoor-ExitSDGNrsExIOU


			Industrial - 01			Industrial			01			DO8 v3.02			Com-Indoor-Exit			Ex			Ind			CZ01			Wtd			PGE			1.045			1.325			-0.005			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEIndExCZ01			Com-Indoor-ExitSCEIndExCZ01			Com-Indoor-ExitSDGIndExCZ01


			Industrial - 02			Industrial			02			DO8 v3.02			Com-Indoor-Exit			Ex			Ind			CZ02			Wtd			PGE			1.07			1.305			-0.003255			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEIndExCZ02			Com-Indoor-ExitSCEIndExCZ02			Com-Indoor-ExitSDGIndExCZ02


			Industrial - 03			Industrial			03			DO8 v3.02			Com-Indoor-Exit			Ex			Ind			CZ03			Wtd			PGE			1.075			1.28			-0.002905			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEIndExCZ03			Com-Indoor-ExitSCEIndExCZ03			Com-Indoor-ExitSDGIndExCZ03


			Industrial - 04			Industrial			04			DO8 v3.02			Com-Indoor-Exit			Ex			Ind			CZ04			Wtd			PGE			1.08			1.275			-0.0026945			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEIndExCZ04			Com-Indoor-ExitSCEIndExCZ04			Com-Indoor-ExitSDGIndExCZ04


			Industrial - 05			Industrial			05			DO8 v3.02			Com-Indoor-Exit			Ex			Ind			CZ05			Wtd			PGE			1.08			1.37			-0.00228			1			8760			SCE			1.11			1.49			-0.0023			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEIndExCZ05			Com-Indoor-ExitSCEIndExCZ05			Com-Indoor-ExitSDGIndExCZ05


			Industrial - 06			Industrial			06			DO8 v3.02			Com-Indoor-Exit			Ex			Ind			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.135			1.385			-0.00126			1			8760			SDG			1.115			1.385			-0.001525			1			8760									Com-Indoor-ExitPGEIndExCZ06			Com-Indoor-ExitSCEIndExCZ06			Com-Indoor-ExitSDGIndExCZ06


			Industrial - 07			Industrial			07			DO8 v3.02			Com-Indoor-Exit			Ex			Ind			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.115			1.42			-0.00109			1			8760									Com-Indoor-ExitPGEIndExCZ07			Com-Indoor-ExitSCEIndExCZ07			Com-Indoor-ExitSDGIndExCZ07


			Industrial - 08			Industrial			08			DO8 v3.02			Com-Indoor-Exit			Ex			Ind			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.45			-0.001135			1			8760			SDG			1.12			1.445			-0.00134			1			8760									Com-Indoor-ExitPGEIndExCZ08			Com-Indoor-ExitSCEIndExCZ08			Com-Indoor-ExitSDGIndExCZ08


			Industrial - 09			Industrial			09			DO8 v3.02			Com-Indoor-Exit			Ex			Ind			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.145			1.41			-0.000925			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEIndExCZ09			Com-Indoor-ExitSCEIndExCZ09			Com-Indoor-ExitSDGIndExCZ09


			Industrial - 10			Industrial			10			DO8 v3.02			Com-Indoor-Exit			Ex			Ind			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.315			-0.00124			1			8760			SDG			1.12			1.335			-0.0013			1			8760									Com-Indoor-ExitPGEIndExCZ10			Com-Indoor-ExitSCEIndExCZ10			Com-Indoor-ExitSDGIndExCZ10


			Industrial - 11			Industrial			11			DO8 v3.02			Com-Indoor-Exit			Ex			Ind			CZ11			Wtd			PGE			1.07			1.25			-0.0038			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEIndExCZ11			Com-Indoor-ExitSCEIndExCZ11			Com-Indoor-ExitSDGIndExCZ11


			Industrial - 12			Industrial			12			DO8 v3.02			Com-Indoor-Exit			Ex			Ind			CZ12			Wtd			PGE			1.07			1.35			-0.0033			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEIndExCZ12			Com-Indoor-ExitSCEIndExCZ12			Com-Indoor-ExitSDGIndExCZ12


			Industrial - 13			Industrial			13			DO8 v3.02			Com-Indoor-Exit			Ex			Ind			CZ13			Wtd			PGE			1.1			1.275			-0.00263			1			8760			SCE			1.115			1.36			-0.00279			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEIndExCZ13			Com-Indoor-ExitSCEIndExCZ13			Com-Indoor-ExitSDGIndExCZ13


			Industrial - 14			Industrial			14			DO8 v3.02			Com-Indoor-Exit			Ex			Ind			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.36			-0.00345			1			8760			SDG			1.095			1.37			-0.0037			1			8760									Com-Indoor-ExitPGEIndExCZ14			Com-Indoor-ExitSCEIndExCZ14			Com-Indoor-ExitSDGIndExCZ14


			Industrial - 15			Industrial			15			DO8 v3.02			Com-Indoor-Exit			Ex			Ind			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.27			-0.0006			1			8760			SDG			1.2			1.295			-0.0006			1			8760									Com-Indoor-ExitPGEIndExCZ15			Com-Indoor-ExitSCEIndExCZ15			Com-Indoor-ExitSDGIndExCZ15


			Industrial - 16			Industrial			16			DO8 v3.02			Com-Indoor-Exit			Ex			Ind			CZ16			Wtd			PGE			1.01			1.28			-0.008195			1			8760			SCE			1.01			1.355			-0.008195			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEIndExCZ16			Com-Indoor-ExitSCEIndExCZ16			Com-Indoor-ExitSDGIndExCZ16


			Industrial - 17			Industrial			17			DO8 v3.02			Com-Indoor-Exit			Ex			Ind			IOU			Wtd			PGE			1.075			1.295			-0.003039			1			8760			SCE			1.135			1.39			-0.0014025			1			8760			SDG			1.115			1.395			-0.0011935			1			8760									Com-Indoor-ExitPGEIndExIOU			Com-Indoor-ExitSCEIndExIOU			Com-Indoor-ExitSDGIndExIOU


			Lodging - Guest Rooms - 01			Lodging - Guest Rooms			01			DO8 v3.02			Com-Indoor-Exit			Ex			GsR			CZ01			Wtd			PGE			1.05			1.2			-0.0066			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGsRExCZ01			Com-Indoor-ExitSCEGsRExCZ01			Com-Indoor-ExitSDGGsRExCZ01


			Lodging - Guest Rooms - 02			Lodging - Guest Rooms			02			DO8 v3.02			Com-Indoor-Exit			Ex			GsR			CZ02			Wtd			PGE			1.07			1.23			-0.0049			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGsRExCZ02			Com-Indoor-ExitSCEGsRExCZ02			Com-Indoor-ExitSDGGsRExCZ02


			Lodging - Guest Rooms - 03			Lodging - Guest Rooms			03			DO8 v3.02			Com-Indoor-Exit			Ex			GsR			CZ03			Wtd			PGE			1.1			1.22			-0.0043			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGsRExCZ03			Com-Indoor-ExitSCEGsRExCZ03			Com-Indoor-ExitSDGGsRExCZ03


			Lodging - Guest Rooms - 04			Lodging - Guest Rooms			04			DO8 v3.02			Com-Indoor-Exit			Ex			GsR			CZ04			Wtd			PGE			1.1			1.24			-0.004			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGsRExCZ04			Com-Indoor-ExitSCEGsRExCZ04			Com-Indoor-ExitSDGGsRExCZ04


			Lodging - Guest Rooms - 05			Lodging - Guest Rooms			05			DO8 v3.02			Com-Indoor-Exit			Ex			GsR			CZ05			Wtd			PGE			1.09			1.2			-0.0042			1			8760			SCE			1.13			1.27			-0.0033			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGsRExCZ05			Com-Indoor-ExitSCEGsRExCZ05			Com-Indoor-ExitSDGGsRExCZ05


			Lodging - Guest Rooms - 06			Lodging - Guest Rooms			06			DO8 v3.02			Com-Indoor-Exit			Ex			GsR			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.27			-0.002			1			8760			SDG			1.15			1.26			-0.0021			1			8760									Com-Indoor-ExitPGEGsRExCZ06			Com-Indoor-ExitSCEGsRExCZ06			Com-Indoor-ExitSDGGsRExCZ06


			Lodging - Guest Rooms - 07			Lodging - Guest Rooms			07			DO8 v3.02			Com-Indoor-Exit			Ex			GsR			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.16			1.26			-0.00189			1			8760									Com-Indoor-ExitPGEGsRExCZ07			Com-Indoor-ExitSCEGsRExCZ07			Com-Indoor-ExitSDGGsRExCZ07


			Lodging - Guest Rooms - 08			Lodging - Guest Rooms			08			DO8 v3.02			Com-Indoor-Exit			Ex			GsR			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.28			-0.0017			1			8760			SDG			1.16			1.27			-0.00189			1			8760									Com-Indoor-ExitPGEGsRExCZ08			Com-Indoor-ExitSCEGsRExCZ08			Com-Indoor-ExitSDGGsRExCZ08


			Lodging - Guest Rooms - 09			Lodging - Guest Rooms			09			DO8 v3.02			Com-Indoor-Exit			Ex			GsR			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.3			-0.00189			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGsRExCZ09			Com-Indoor-ExitSCEGsRExCZ09			Com-Indoor-ExitSDGGsRExCZ09


			Lodging - Guest Rooms - 10			Lodging - Guest Rooms			10			DO8 v3.02			Com-Indoor-Exit			Ex			GsR			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.3			-0.00229			1			8760			SDG			1.15			1.29			-0.0024			1			8760									Com-Indoor-ExitPGEGsRExCZ10			Com-Indoor-ExitSCEGsRExCZ10			Com-Indoor-ExitSDGGsRExCZ10


			Lodging - Guest Rooms - 11			Lodging - Guest Rooms			11			DO8 v3.02			Com-Indoor-Exit			Ex			GsR			CZ11			Wtd			PGE			1.08			1.24			-0.0046			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGsRExCZ11			Com-Indoor-ExitSCEGsRExCZ11			Com-Indoor-ExitSDGGsRExCZ11


			Lodging - Guest Rooms - 12			Lodging - Guest Rooms			12			DO8 v3.02			Com-Indoor-Exit			Ex			GsR			CZ12			Wtd			PGE			1.08			1.25			-0.0046			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGsRExCZ12			Com-Indoor-ExitSCEGsRExCZ12			Com-Indoor-ExitSDGGsRExCZ12


			Lodging - Guest Rooms - 13			Lodging - Guest Rooms			13			DO8 v3.02			Com-Indoor-Exit			Ex			GsR			CZ13			Wtd			PGE			1.11			1.26			-0.0036			1			8760			SCE			1.14			1.32			-0.0029			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGsRExCZ13			Com-Indoor-ExitSCEGsRExCZ13			Com-Indoor-ExitSDGGsRExCZ13


			Lodging - Guest Rooms - 14			Lodging - Guest Rooms			14			DO8 v3.02			Com-Indoor-Exit			Ex			GsR			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.32			-0.0032			1			8760			SDG			1.1			1.31			-0.0033			1			8760									Com-Indoor-ExitPGEGsRExCZ14			Com-Indoor-ExitSCEGsRExCZ14			Com-Indoor-ExitSDGGsRExCZ14


			Lodging - Guest Rooms - 15			Lodging - Guest Rooms			15			DO8 v3.02			Com-Indoor-Exit			Ex			GsR			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.21			1.32			-0.0011			1			8760			SDG			1.2			1.32			-0.0011			1			8760									Com-Indoor-ExitPGEGsRExCZ15			Com-Indoor-ExitSCEGsRExCZ15			Com-Indoor-ExitSDGGsRExCZ15


			Lodging - Guest Rooms - 16			Lodging - Guest Rooms			16			DO8 v3.02			Com-Indoor-Exit			Ex			GsR			CZ16			Wtd			PGE			0.98			1.23			-0.0082			1			8760			SCE			0.99			1.29			-0.0068			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEGsRExCZ16			Com-Indoor-ExitSCEGsRExCZ16			Com-Indoor-ExitSDGGsRExCZ16


			Lodging - Guest Rooms - 17			Lodging - Guest Rooms			17			DO8 v3.02			Com-Indoor-Exit			Ex			GsR			IOU			Wtd			PGE			1.09			1.23			-0.00438			1			8760			SCE			1.16			1.29			-0.00203			1			8760			SDG			1.16			1.26			-0.00195			1			8760									Com-Indoor-ExitPGEGsRExIOU			Com-Indoor-ExitSCEGsRExIOU			Com-Indoor-ExitSDGGsRExIOU


			Lodging - Hotel - 01			Lodging - Hotel			01			DO8 v3.02			Com-Indoor-Exit			Ex			Htl			CZ01			Wtd			PGE			1			1.2			-0.00689			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHtlExCZ01			Com-Indoor-ExitSCEHtlExCZ01			Com-Indoor-ExitSDGHtlExCZ01


			Lodging - Hotel - 02			Lodging - Hotel			02			DO8 v3.02			Com-Indoor-Exit			Ex			Htl			CZ02			Wtd			PGE			1.03			1.26			-0.0057			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHtlExCZ02			Com-Indoor-ExitSCEHtlExCZ02			Com-Indoor-ExitSDGHtlExCZ02


			Lodging - Hotel - 03			Lodging - Hotel			03			DO8 v3.02			Com-Indoor-Exit			Ex			Htl			CZ03			Wtd			PGE			1.05			1.25			-0.0055			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHtlExCZ03			Com-Indoor-ExitSCEHtlExCZ03			Com-Indoor-ExitSDGHtlExCZ03


			Lodging - Hotel - 04			Lodging - Hotel			04			DO8 v3.02			Com-Indoor-Exit			Ex			Htl			CZ04			Wtd			PGE			1.05			1.27			-0.005			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHtlExCZ04			Com-Indoor-ExitSCEHtlExCZ04			Com-Indoor-ExitSDGHtlExCZ04


			Lodging - Hotel - 05			Lodging - Hotel			05			DO8 v3.02			Com-Indoor-Exit			Ex			Htl			CZ05			Wtd			PGE			1.05			1.24			-0.0053			1			8760			SCE			1.06			1.29			-0.00479			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHtlExCZ05			Com-Indoor-ExitSCEHtlExCZ05			Com-Indoor-ExitSDGHtlExCZ05


			Lodging - Hotel - 06			Lodging - Hotel			06			DO8 v3.02			Com-Indoor-Exit			Ex			Htl			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.28			-0.0034			1			8760			SDG			1.09			1.27			-0.0036			1			8760									Com-Indoor-ExitPGEHtlExCZ06			Com-Indoor-ExitSCEHtlExCZ06			Com-Indoor-ExitSDGHtlExCZ06


			Lodging - Hotel - 07			Lodging - Hotel			07			DO8 v3.02			Com-Indoor-Exit			Ex			Htl			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.09			1.27			-0.0038			1			8760									Com-Indoor-ExitPGEHtlExCZ07			Com-Indoor-ExitSCEHtlExCZ07			Com-Indoor-ExitSDGHtlExCZ07


			Lodging - Hotel - 08			Lodging - Hotel			08			DO8 v3.02			Com-Indoor-Exit			Ex			Htl			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.3			-0.00311			1			8760			SDG			1.09			1.28			-0.00311			1			8760									Com-Indoor-ExitPGEHtlExCZ08			Com-Indoor-ExitSCEHtlExCZ08			Com-Indoor-ExitSDGHtlExCZ08


			Lodging - Hotel - 09			Lodging - Hotel			09			DO8 v3.02			Com-Indoor-Exit			Ex			Htl			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.32			-0.003			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHtlExCZ09			Com-Indoor-ExitSCEHtlExCZ09			Com-Indoor-ExitSDGHtlExCZ09


			Lodging - Hotel - 10			Lodging - Hotel			10			DO8 v3.02			Com-Indoor-Exit			Ex			Htl			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.3			-0.00311			1			8760			SDG			1.09			1.3			-0.0033			1			8760									Com-Indoor-ExitPGEHtlExCZ10			Com-Indoor-ExitSCEHtlExCZ10			Com-Indoor-ExitSDGHtlExCZ10


			Lodging - Hotel - 11			Lodging - Hotel			11			DO8 v3.02			Com-Indoor-Exit			Ex			Htl			CZ11			Wtd			PGE			1.05			1.28			-0.00561			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHtlExCZ11			Com-Indoor-ExitSCEHtlExCZ11			Com-Indoor-ExitSDGHtlExCZ11


			Lodging - Hotel - 12			Lodging - Hotel			12			DO8 v3.02			Com-Indoor-Exit			Ex			Htl			CZ12			Wtd			PGE			1.04			1.28			-0.0053			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHtlExCZ12			Com-Indoor-ExitSCEHtlExCZ12			Com-Indoor-ExitSDGHtlExCZ12


			Lodging - Hotel - 13			Lodging - Hotel			13			DO8 v3.02			Com-Indoor-Exit			Ex			Htl			CZ13			Wtd			PGE			1.08			1.29			-0.0047			1			8760			SCE			1.08			1.34			-0.00521			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHtlExCZ13			Com-Indoor-ExitSCEHtlExCZ13			Com-Indoor-ExitSDGHtlExCZ13


			Lodging - Hotel - 14			Lodging - Hotel			14			DO8 v3.02			Com-Indoor-Exit			Ex			Htl			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.05			1.3			-0.0045			1			8760			SDG			1.05			1.29			-0.0046			1			8760									Com-Indoor-ExitPGEHtlExCZ14			Com-Indoor-ExitSCEHtlExCZ14			Com-Indoor-ExitSDGHtlExCZ14


			Lodging - Hotel - 15			Lodging - Hotel			15			DO8 v3.02			Com-Indoor-Exit			Ex			Htl			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.3			-0.002			1			8760			SDG			1.15			1.3			-0.0024			1			8760									Com-Indoor-ExitPGEHtlExCZ15			Com-Indoor-ExitSCEHtlExCZ15			Com-Indoor-ExitSDGHtlExCZ15


			Lodging - Hotel - 16			Lodging - Hotel			16			DO8 v3.02			Com-Indoor-Exit			Ex			Htl			CZ16			Wtd			PGE			0.94			1.27			-0.0097			1			8760			SCE			0.94			1.31			-0.0086			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEHtlExCZ16			Com-Indoor-ExitSCEHtlExCZ16			Com-Indoor-ExitSDGHtlExCZ16


			Lodging - Hotel - 17			Lodging - Hotel			17			DO8 v3.02			Com-Indoor-Exit			Ex			Htl			IOU			Wtd			PGE			1.05			1.26			-0.00543			1			8760			SCE			1.11			1.3			-0.0033			1			8760			SDG			1.09			1.27			-0.00373			1			8760									Com-Indoor-ExitPGEHtlExIOU			Com-Indoor-ExitSCEHtlExIOU			Com-Indoor-ExitSDGHtlExIOU


			Lodging - Motel - 01			Lodging - Motel			01			DO8 v3.02			Com-Indoor-Exit			Ex			Mtl			CZ01			Wtd			PGE			1.05			1.2			-0.0066			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMtlExCZ01			Com-Indoor-ExitSCEMtlExCZ01			Com-Indoor-ExitSDGMtlExCZ01


			Lodging - Motel - 02			Lodging - Motel			02			DO8 v3.02			Com-Indoor-Exit			Ex			Mtl			CZ02			Wtd			PGE			1.07			1.23			-0.0049			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMtlExCZ02			Com-Indoor-ExitSCEMtlExCZ02			Com-Indoor-ExitSDGMtlExCZ02


			Lodging - Motel - 03			Lodging - Motel			03			DO8 v3.02			Com-Indoor-Exit			Ex			Mtl			CZ03			Wtd			PGE			1.1			1.22			-0.0043			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMtlExCZ03			Com-Indoor-ExitSCEMtlExCZ03			Com-Indoor-ExitSDGMtlExCZ03


			Lodging - Motel - 04			Lodging - Motel			04			DO8 v3.02			Com-Indoor-Exit			Ex			Mtl			CZ04			Wtd			PGE			1.1			1.24			-0.004			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMtlExCZ04			Com-Indoor-ExitSCEMtlExCZ04			Com-Indoor-ExitSDGMtlExCZ04


			Lodging - Motel - 05			Lodging - Motel			05			DO8 v3.02			Com-Indoor-Exit			Ex			Mtl			CZ05			Wtd			PGE			1.09			1.2			-0.0042			1			8760			SCE			1.13			1.27			-0.0033			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMtlExCZ05			Com-Indoor-ExitSCEMtlExCZ05			Com-Indoor-ExitSDGMtlExCZ05


			Lodging - Motel - 06			Lodging - Motel			06			DO8 v3.02			Com-Indoor-Exit			Ex			Mtl			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.27			-0.002			1			8760			SDG			1.15			1.26			-0.0021			1			8760									Com-Indoor-ExitPGEMtlExCZ06			Com-Indoor-ExitSCEMtlExCZ06			Com-Indoor-ExitSDGMtlExCZ06


			Lodging - Motel - 07			Lodging - Motel			07			DO8 v3.02			Com-Indoor-Exit			Ex			Mtl			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.16			1.26			-0.00189			1			8760									Com-Indoor-ExitPGEMtlExCZ07			Com-Indoor-ExitSCEMtlExCZ07			Com-Indoor-ExitSDGMtlExCZ07


			Lodging - Motel - 08			Lodging - Motel			08			DO8 v3.02			Com-Indoor-Exit			Ex			Mtl			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.28			-0.0017			1			8760			SDG			1.16			1.27			-0.00189			1			8760									Com-Indoor-ExitPGEMtlExCZ08			Com-Indoor-ExitSCEMtlExCZ08			Com-Indoor-ExitSDGMtlExCZ08


			Lodging - Motel - 09			Lodging - Motel			09			DO8 v3.02			Com-Indoor-Exit			Ex			Mtl			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.3			-0.00189			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMtlExCZ09			Com-Indoor-ExitSCEMtlExCZ09			Com-Indoor-ExitSDGMtlExCZ09


			Lodging - Motel - 10			Lodging - Motel			10			DO8 v3.02			Com-Indoor-Exit			Ex			Mtl			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.3			-0.00229			1			8760			SDG			1.15			1.29			-0.0024			1			8760									Com-Indoor-ExitPGEMtlExCZ10			Com-Indoor-ExitSCEMtlExCZ10			Com-Indoor-ExitSDGMtlExCZ10


			Lodging - Motel - 11			Lodging - Motel			11			DO8 v3.02			Com-Indoor-Exit			Ex			Mtl			CZ11			Wtd			PGE			1.08			1.24			-0.0046			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMtlExCZ11			Com-Indoor-ExitSCEMtlExCZ11			Com-Indoor-ExitSDGMtlExCZ11


			Lodging - Motel - 12			Lodging - Motel			12			DO8 v3.02			Com-Indoor-Exit			Ex			Mtl			CZ12			Wtd			PGE			1.08			1.25			-0.0046			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMtlExCZ12			Com-Indoor-ExitSCEMtlExCZ12			Com-Indoor-ExitSDGMtlExCZ12


			Lodging - Motel - 13			Lodging - Motel			13			DO8 v3.02			Com-Indoor-Exit			Ex			Mtl			CZ13			Wtd			PGE			1.11			1.26			-0.0036			1			8760			SCE			1.14			1.32			-0.0029			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMtlExCZ13			Com-Indoor-ExitSCEMtlExCZ13			Com-Indoor-ExitSDGMtlExCZ13


			Lodging - Motel - 14			Lodging - Motel			14			DO8 v3.02			Com-Indoor-Exit			Ex			Mtl			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.32			-0.0032			1			8760			SDG			1.1			1.31			-0.0033			1			8760									Com-Indoor-ExitPGEMtlExCZ14			Com-Indoor-ExitSCEMtlExCZ14			Com-Indoor-ExitSDGMtlExCZ14


			Lodging - Motel - 15			Lodging - Motel			15			DO8 v3.02			Com-Indoor-Exit			Ex			Mtl			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.21			1.32			-0.0011			1			8760			SDG			1.2			1.32			-0.0011			1			8760									Com-Indoor-ExitPGEMtlExCZ15			Com-Indoor-ExitSCEMtlExCZ15			Com-Indoor-ExitSDGMtlExCZ15


			Lodging - Motel - 16			Lodging - Motel			16			DO8 v3.02			Com-Indoor-Exit			Ex			Mtl			CZ16			Wtd			PGE			0.98			1.23			-0.0082			1			8760			SCE			0.99			1.29			-0.0068			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMtlExCZ16			Com-Indoor-ExitSCEMtlExCZ16			Com-Indoor-ExitSDGMtlExCZ16


			Lodging - Motel - 17			Lodging - Motel			17			DO8 v3.02			Com-Indoor-Exit			Ex			Mtl			IOU			Wtd			PGE			1.09			1.23			-0.00438			1			8760			SCE			1.16			1.29			-0.00203			1			8760			SDG			1.16			1.26			-0.00195			1			8760									Com-Indoor-ExitPGEMtlExIOU			Com-Indoor-ExitSCEMtlExIOU			Com-Indoor-ExitSDGMtlExIOU


			Manufacturing - Bio/Tech - 01			Manufacturing - Bio/Tech			01			DO8 v3.02			Com-Indoor-Exit			Ex			MBT			CZ01			Wtd			PGE			1.1			1.37			-0.0012			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMBTExCZ01			Com-Indoor-ExitSCEMBTExCZ01			Com-Indoor-ExitSDGMBTExCZ01


			Manufacturing - Bio/Tech - 02			Manufacturing - Bio/Tech			02			DO8 v3.02			Com-Indoor-Exit			Ex			MBT			CZ02			Wtd			PGE			1.11			1.31			-0.0009			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMBTExCZ02			Com-Indoor-ExitSCEMBTExCZ02			Com-Indoor-ExitSDGMBTExCZ02


			Manufacturing - Bio/Tech - 03			Manufacturing - Bio/Tech			03			DO8 v3.02			Com-Indoor-Exit			Ex			MBT			CZ03			Wtd			PGE			1.12			1.28			-0.00071			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMBTExCZ03			Com-Indoor-ExitSCEMBTExCZ03			Com-Indoor-ExitSDGMBTExCZ03


			Manufacturing - Bio/Tech - 04			Manufacturing - Bio/Tech			04			DO8 v3.02			Com-Indoor-Exit			Ex			MBT			CZ04			Wtd			PGE			1.12			1.29			-0.000689			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMBTExCZ04			Com-Indoor-ExitSCEMBTExCZ04			Com-Indoor-ExitSDGMBTExCZ04


			Manufacturing - Bio/Tech - 05			Manufacturing - Bio/Tech			05			DO8 v3.02			Com-Indoor-Exit			Ex			MBT			CZ05			Wtd			PGE			1.12			1.4			-0.00046			1			8760			SCE			1.16			1.53			-0.0006			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMBTExCZ05			Com-Indoor-ExitSCEMBTExCZ05			Com-Indoor-ExitSDGMBTExCZ05


			Manufacturing - Bio/Tech - 06			Manufacturing - Bio/Tech			06			DO8 v3.02			Com-Indoor-Exit			Ex			MBT			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.4			-0.00032			1			8760			SDG			1.16			1.4			-0.00034			1			8760									Com-Indoor-ExitPGEMBTExCZ06			Com-Indoor-ExitSCEMBTExCZ06			Com-Indoor-ExitSDGMBTExCZ06


			Manufacturing - Bio/Tech - 07			Manufacturing - Bio/Tech			07			DO8 v3.02			Com-Indoor-Exit			Ex			MBT			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.16			1.43			-0.00029			1			8760									Com-Indoor-ExitPGEMBTExCZ07			Com-Indoor-ExitSCEMBTExCZ07			Com-Indoor-ExitSDGMBTExCZ07


			Manufacturing - Bio/Tech - 08			Manufacturing - Bio/Tech			08			DO8 v3.02			Com-Indoor-Exit			Ex			MBT			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.5			-0.00038			1			8760			SDG			1.16			1.49			-0.00039			1			8760									Com-Indoor-ExitPGEMBTExCZ08			Com-Indoor-ExitSCEMBTExCZ08			Com-Indoor-ExitSDGMBTExCZ08


			Manufacturing - Bio/Tech - 09			Manufacturing - Bio/Tech			09			DO8 v3.02			Com-Indoor-Exit			Ex			MBT			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.45			-0.00025			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMBTExCZ09			Com-Indoor-ExitSCEMBTExCZ09			Com-Indoor-ExitSDGMBTExCZ09


			Manufacturing - Bio/Tech - 10			Manufacturing - Bio/Tech			10			DO8 v3.02			Com-Indoor-Exit			Ex			MBT			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.25			-0.00038			1			8760			SDG			1.16			1.26			-0.0004			1			8760									Com-Indoor-ExitPGEMBTExCZ10			Com-Indoor-ExitSCEMBTExCZ10			Com-Indoor-ExitSDGMBTExCZ10


			Manufacturing - Bio/Tech - 11			Manufacturing - Bio/Tech			11			DO8 v3.02			Com-Indoor-Exit			Ex			MBT			CZ11			Wtd			PGE			1.11			1.25			-0.0013			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMBTExCZ11			Com-Indoor-ExitSCEMBTExCZ11			Com-Indoor-ExitSDGMBTExCZ11


			Manufacturing - Bio/Tech - 12			Manufacturing - Bio/Tech			12			DO8 v3.02			Com-Indoor-Exit			Ex			MBT			CZ12			Wtd			PGE			1.11			1.38			-0.0011			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMBTExCZ12			Com-Indoor-ExitSCEMBTExCZ12			Com-Indoor-ExitSDGMBTExCZ12


			Manufacturing - Bio/Tech - 13			Manufacturing - Bio/Tech			13			DO8 v3.02			Com-Indoor-Exit			Ex			MBT			CZ13			Wtd			PGE			1.14			1.29			-0.00076			1			8760			SCE			1.16			1.39			-0.00088			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMBTExCZ13			Com-Indoor-ExitSCEMBTExCZ13			Com-Indoor-ExitSDGMBTExCZ13


			Manufacturing - Bio/Tech - 14			Manufacturing - Bio/Tech			14			DO8 v3.02			Com-Indoor-Exit			Ex			MBT			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.35			-0.0014			1			8760			SDG			1.14			1.36			-0.0014			1			8760									Com-Indoor-ExitPGEMBTExCZ14			Com-Indoor-ExitSCEMBTExCZ14			Com-Indoor-ExitSDGMBTExCZ14


			Manufacturing - Bio/Tech - 15			Manufacturing - Bio/Tech			15			DO8 v3.02			Com-Indoor-Exit			Ex			MBT			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.22			1.29			0			1			8760			SDG			1.24			1.32			0			1			8760									Com-Indoor-ExitPGEMBTExCZ15			Com-Indoor-ExitSCEMBTExCZ15			Com-Indoor-ExitSDGMBTExCZ15


			Manufacturing - Bio/Tech - 16			Manufacturing - Bio/Tech			16			DO8 v3.02			Com-Indoor-Exit			Ex			MBT			CZ16			Wtd			PGE			1.06			1.3			-0.00439			1			8760			SCE			1.06			1.38			-0.00439			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMBTExCZ16			Com-Indoor-ExitSCEMBTExCZ16			Com-Indoor-ExitSDGMBTExCZ16


			Manufacturing - Bio/Tech - 17			Manufacturing - Bio/Tech			17			DO8 v3.02			Com-Indoor-Exit			Ex			MBT			IOU			Wtd			PGE			1.12			1.31			-0.000868			1			8760			SCE			1.18			1.41			-0.000465			1			8760			SDG			1.16			1.38			-0.000337			1			8760									Com-Indoor-ExitPGEMBTExIOU			Com-Indoor-ExitSCEMBTExIOU			Com-Indoor-ExitSDGMBTExIOU


			Manufacturing - Light Industrial - 01			Manufacturing - Light Industrial			01			DO8 v3.02			Com-Indoor-Exit			Ex			MLI			CZ01			Wtd			PGE			0.99			1.28			-0.0088			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMLIExCZ01			Com-Indoor-ExitSCEMLIExCZ01			Com-Indoor-ExitSDGMLIExCZ01


			Manufacturing - Light Industrial - 02			Manufacturing - Light Industrial			02			DO8 v3.02			Com-Indoor-Exit			Ex			MLI			CZ02			Wtd			PGE			1.03			1.3			-0.00561			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMLIExCZ02			Com-Indoor-ExitSCEMLIExCZ02			Com-Indoor-ExitSDGMLIExCZ02


			Manufacturing - Light Industrial - 03			Manufacturing - Light Industrial			03			DO8 v3.02			Com-Indoor-Exit			Ex			MLI			CZ03			Wtd			PGE			1.03			1.28			-0.0051			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMLIExCZ03			Com-Indoor-ExitSCEMLIExCZ03			Com-Indoor-ExitSDGMLIExCZ03


			Manufacturing - Light Industrial - 04			Manufacturing - Light Industrial			04			DO8 v3.02			Com-Indoor-Exit			Ex			MLI			CZ04			Wtd			PGE			1.04			1.26			-0.0047			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMLIExCZ04			Com-Indoor-ExitSCEMLIExCZ04			Com-Indoor-ExitSDGMLIExCZ04


			Manufacturing - Light Industrial - 05			Manufacturing - Light Industrial			05			DO8 v3.02			Com-Indoor-Exit			Ex			MLI			CZ05			Wtd			PGE			1.04			1.34			-0.0041			1			8760			SCE			1.06			1.45			-0.004			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMLIExCZ05			Com-Indoor-ExitSCEMLIExCZ05			Com-Indoor-ExitSDGMLIExCZ05


			Manufacturing - Light Industrial - 06			Manufacturing - Light Industrial			06			DO8 v3.02			Com-Indoor-Exit			Ex			MLI			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.37			-0.0022			1			8760			SDG			1.07			1.37			-0.00271			1			8760									Com-Indoor-ExitPGEMLIExCZ06			Com-Indoor-ExitSCEMLIExCZ06			Com-Indoor-ExitSDGMLIExCZ06


			Manufacturing - Light Industrial - 07			Manufacturing - Light Industrial			07			DO8 v3.02			Com-Indoor-Exit			Ex			MLI			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.07			1.41			-0.00189			1			8760									Com-Indoor-ExitPGEMLIExCZ07			Com-Indoor-ExitSCEMLIExCZ07			Com-Indoor-ExitSDGMLIExCZ07


			Manufacturing - Light Industrial - 08			Manufacturing - Light Industrial			08			DO8 v3.02			Com-Indoor-Exit			Ex			MLI			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.4			-0.00189			1			8760			SDG			1.08			1.4			-0.00229			1			8760									Com-Indoor-ExitPGEMLIExCZ08			Com-Indoor-ExitSCEMLIExCZ08			Com-Indoor-ExitSDGMLIExCZ08


			Manufacturing - Light Industrial - 09			Manufacturing - Light Industrial			09			DO8 v3.02			Com-Indoor-Exit			Ex			MLI			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.37			-0.0016			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMLIExCZ09			Com-Indoor-ExitSCEMLIExCZ09			Com-Indoor-ExitSDGMLIExCZ09


			Manufacturing - Light Industrial - 10			Manufacturing - Light Industrial			10			DO8 v3.02			Com-Indoor-Exit			Ex			MLI			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.38			-0.0021			1			8760			SDG			1.08			1.41			-0.0022			1			8760									Com-Indoor-ExitPGEMLIExCZ10			Com-Indoor-ExitSCEMLIExCZ10			Com-Indoor-ExitSDGMLIExCZ10


			Manufacturing - Light Industrial - 11			Manufacturing - Light Industrial			11			DO8 v3.02			Com-Indoor-Exit			Ex			MLI			CZ11			Wtd			PGE			1.03			1.25			-0.0063			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMLIExCZ11			Com-Indoor-ExitSCEMLIExCZ11			Com-Indoor-ExitSDGMLIExCZ11


			Manufacturing - Light Industrial - 12			Manufacturing - Light Industrial			12			DO8 v3.02			Com-Indoor-Exit			Ex			MLI			CZ12			Wtd			PGE			1.03			1.32			-0.0055			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMLIExCZ12			Com-Indoor-ExitSCEMLIExCZ12			Com-Indoor-ExitSDGMLIExCZ12


			Manufacturing - Light Industrial - 13			Manufacturing - Light Industrial			13			DO8 v3.02			Com-Indoor-Exit			Ex			MLI			CZ13			Wtd			PGE			1.06			1.26			-0.0045			1			8760			SCE			1.07			1.33			-0.0047			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMLIExCZ13			Com-Indoor-ExitSCEMLIExCZ13			Com-Indoor-ExitSDGMLIExCZ13


			Manufacturing - Light Industrial - 14			Manufacturing - Light Industrial			14			DO8 v3.02			Com-Indoor-Exit			Ex			MLI			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.06			1.37			-0.0055			1			8760			SDG			1.05			1.38			-0.006			1			8760									Com-Indoor-ExitPGEMLIExCZ14			Com-Indoor-ExitSCEMLIExCZ14			Com-Indoor-ExitSDGMLIExCZ14


			Manufacturing - Light Industrial - 15			Manufacturing - Light Industrial			15			DO8 v3.02			Com-Indoor-Exit			Ex			MLI			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.25			-0.0012			1			8760			SDG			1.16			1.27			-0.0012			1			8760									Com-Indoor-ExitPGEMLIExCZ15			Com-Indoor-ExitSCEMLIExCZ15			Com-Indoor-ExitSDGMLIExCZ15


			Manufacturing - Light Industrial - 16			Manufacturing - Light Industrial			16			DO8 v3.02			Com-Indoor-Exit			Ex			MLI			CZ16			Wtd			PGE			0.96			1.26			-0.012			1			8760			SCE			0.96			1.33			-0.012			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMLIExCZ16			Com-Indoor-ExitSCEMLIExCZ16			Com-Indoor-ExitSDGMLIExCZ16


			Manufacturing - Light Industrial - 17			Manufacturing - Light Industrial			17			DO8 v3.02			Com-Indoor-Exit			Ex			MLI			IOU			Wtd			PGE			1.03			1.28			-0.00521			1			8760			SCE			1.09			1.37			-0.00234			1			8760			SDG			1.07			1.41			-0.00205			1			8760									Com-Indoor-ExitPGEMLIExIOU			Com-Indoor-ExitSCEMLIExIOU			Com-Indoor-ExitSDGMLIExIOU


			Misc - Commercial - 01			Misc - Commercial			01			DO8 v3.02			Com-Indoor-Exit			Ex			MiC			CZ01			Wtd			PGE			0.99			1.2666666667			-0.0102033333			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMiCExCZ01			Com-Indoor-ExitSCEMiCExCZ01			Com-Indoor-ExitSDGMiCExCZ01


			Misc - Commercial - 02			Misc - Commercial			02			DO8 v3.02			Com-Indoor-Exit			Ex			MiC			CZ02			Wtd			PGE			1.03			1.2733333333			-0.0071			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMiCExCZ02			Com-Indoor-ExitSCEMiCExCZ02			Com-Indoor-ExitSDGMiCExCZ02


			Misc - Commercial - 03			Misc - Commercial			03			DO8 v3.02			Com-Indoor-Exit			Ex			MiC			CZ03			Wtd			PGE			1.04			1.2966666667			-0.00653			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMiCExCZ03			Com-Indoor-ExitSCEMiCExCZ03			Com-Indoor-ExitSDGMiCExCZ03


			Misc - Commercial - 04			Misc - Commercial			04			DO8 v3.02			Com-Indoor-Exit			Ex			MiC			CZ04			Wtd			PGE			1.06			1.2966666667			-0.0052966667			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMiCExCZ04			Com-Indoor-ExitSCEMiCExCZ04			Com-Indoor-ExitSDGMiCExCZ04


			Misc - Commercial - 05			Misc - Commercial			05			DO8 v3.02			Com-Indoor-Exit			Ex			MiC			CZ05			Wtd			PGE			1.0566666667			1.28			-0.0052333333			1			8760			SCE			1.0866666667			1.36			-0.0056033333			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMiCExCZ05			Com-Indoor-ExitSCEMiCExCZ05			Com-Indoor-ExitSDGMiCExCZ05


			Misc - Commercial - 06			Misc - Commercial			06			DO8 v3.02			Com-Indoor-Exit			Ex			MiC			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.1233333333			1.3833333333			-0.0035366667			1			8760			SDG			1.12			1.3866666667			-0.0034433333			1			8760									Com-Indoor-ExitPGEMiCExCZ06			Com-Indoor-ExitSCEMiCExCZ06			Com-Indoor-ExitSDGMiCExCZ06


			Misc - Commercial - 07			Misc - Commercial			07			DO8 v3.02			Com-Indoor-Exit			Ex			MiC			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.1333333333			1.38			-0.0025566667			1			8760									Com-Indoor-ExitPGEMiCExCZ07			Com-Indoor-ExitSCEMiCExCZ07			Com-Indoor-ExitSDGMiCExCZ07


			Misc - Commercial - 08			Misc - Commercial			08			DO8 v3.02			Com-Indoor-Exit			Ex			MiC			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.1333333333			1.38			-0.0029333333			1			8760			SDG			1.1333333333			1.3766666667			-0.0027766667			1			8760									Com-Indoor-ExitPGEMiCExCZ08			Com-Indoor-ExitSCEMiCExCZ08			Com-Indoor-ExitSDGMiCExCZ08


			Misc - Commercial - 09			Misc - Commercial			09			DO8 v3.02			Com-Indoor-Exit			Ex			MiC			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.1366666667			1.4066666667			-0.0025666667			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMiCExCZ09			Com-Indoor-ExitSCEMiCExCZ09			Com-Indoor-ExitSDGMiCExCZ09


			Misc - Commercial - 10			Misc - Commercial			10			DO8 v3.02			Com-Indoor-Exit			Ex			MiC			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.1133333333			1.31			-0.00307			1			8760			SDG			1.13			1.34			-0.002863			1			8760									Com-Indoor-ExitPGEMiCExCZ10			Com-Indoor-ExitSCEMiCExCZ10			Com-Indoor-ExitSDGMiCExCZ10


			Misc - Commercial - 11			Misc - Commercial			11			DO8 v3.02			Com-Indoor-Exit			Ex			MiC			CZ11			Wtd			PGE			1.0433333333			1.2866666667			-0.0068766667			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMiCExCZ11			Com-Indoor-ExitSCEMiCExCZ11			Com-Indoor-ExitSDGMiCExCZ11


			Misc - Commercial - 12			Misc - Commercial			12			DO8 v3.02			Com-Indoor-Exit			Ex			MiC			CZ12			Wtd			PGE			1.0466666667			1.28			-0.0064633333			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMiCExCZ12			Com-Indoor-ExitSCEMiCExCZ12			Com-Indoor-ExitSDGMiCExCZ12


			Misc - Commercial - 13			Misc - Commercial			13			DO8 v3.02			Com-Indoor-Exit			Ex			MiC			CZ13			Wtd			PGE			1.0666666667			1.2533333333			-0.0049666667			1			8760			SCE			1.1			1.3233333333			-0.0052666667			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMiCExCZ13			Com-Indoor-ExitSCEMiCExCZ13			Com-Indoor-ExitSDGMiCExCZ13


			Misc - Commercial - 14			Misc - Commercial			14			DO8 v3.02			Com-Indoor-Exit			Ex			MiC			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.08			1.2633333333			-0.006			1			8760			SDG			1.09			1.2633333333			-0.0059033333			1			8760									Com-Indoor-ExitPGEMiCExCZ14			Com-Indoor-ExitSCEMiCExCZ14			Com-Indoor-ExitSDGMiCExCZ14


			Misc - Commercial - 15			Misc - Commercial			15			DO8 v3.02			Com-Indoor-Exit			Ex			MiC			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.17			1.3733333333			-0.0012766667			1			8760			SDG			1.19			1.3733333333			-0.0012096667			1			8760									Com-Indoor-ExitPGEMiCExCZ15			Com-Indoor-ExitSCEMiCExCZ15			Com-Indoor-ExitSDGMiCExCZ15


			Misc - Commercial - 16			Misc - Commercial			16			DO8 v3.02			Com-Indoor-Exit			Ex			MiC			CZ16			Wtd			PGE			0.9666666667			1.22			-0.0116333333			1			8760			SCE			0.9833333333			1.28			-0.0121			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEMiCExCZ16			Com-Indoor-ExitSCEMiCExCZ16			Com-Indoor-ExitSDGMiCExCZ16


			Misc - Commercial - 17			Misc - Commercial			17			DO8 v3.02			Com-Indoor-Exit			Ex			MiC			IOU			Wtd			PGE			1.05			1.2833333333			-0.0062266667			1			8760			SCE			1.1233333333			1.36			-0.0033133333			1			8760			SDG			1.1333333333			1.37			-0.0026773333			1			8760									Com-Indoor-ExitPGEMiCExIOU			Com-Indoor-ExitSCEMiCExIOU			Com-Indoor-ExitSDGMiCExIOU


			Office - Large - 01			Office - Large			01			DO8 v3.02			Com-Indoor-Exit			Ex			OfL			CZ01			Wtd			PGE			1.08			1.38			-0.0095			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfLExCZ01			Com-Indoor-ExitSCEOfLExCZ01			Com-Indoor-ExitSDGOfLExCZ01


			Office - Large - 02			Office - Large			02			DO8 v3.02			Com-Indoor-Exit			Ex			OfL			CZ02			Wtd			PGE			1.09			1.49			-0.008			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfLExCZ02			Com-Indoor-ExitSCEOfLExCZ02			Com-Indoor-ExitSDGOfLExCZ02


			Office - Large - 03			Office - Large			03			DO8 v3.02			Com-Indoor-Exit			Ex			OfL			CZ03			Wtd			PGE			1.1			1.42			-0.0067			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfLExCZ03			Com-Indoor-ExitSCEOfLExCZ03			Com-Indoor-ExitSDGOfLExCZ03


			Office - Large - 04			Office - Large			04			DO8 v3.02			Com-Indoor-Exit			Ex			OfL			CZ04			Wtd			PGE			1.13			1.37			-0.006			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfLExCZ04			Com-Indoor-ExitSCEOfLExCZ04			Com-Indoor-ExitSDGOfLExCZ04


			Office - Large - 05			Office - Large			05			DO8 v3.02			Com-Indoor-Exit			Ex			OfL			CZ05			Wtd			PGE			1.12			1.49			-0.0059			1			8760			SCE			1.14			1.49			-0.00689			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfLExCZ05			Com-Indoor-ExitSCEOfLExCZ05			Com-Indoor-ExitSDGOfLExCZ05


			Office - Large - 06			Office - Large			06			DO8 v3.02			Com-Indoor-Exit			Ex			OfL			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.38			-0.0039			1			8760			SDG			1.16			1.34			-0.002			1			8760									Com-Indoor-ExitPGEOfLExCZ06			Com-Indoor-ExitSCEOfLExCZ06			Com-Indoor-ExitSDGOfLExCZ06


			Office - Large - 07			Office - Large			07			DO8 v3.02			Com-Indoor-Exit			Ex			OfL			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.16			1.39			-0.0022			1			8760									Com-Indoor-ExitPGEOfLExCZ07			Com-Indoor-ExitSCEOfLExCZ07			Com-Indoor-ExitSDGOfLExCZ07


			Office - Large - 08			Office - Large			08			DO8 v3.02			Com-Indoor-Exit			Ex			OfL			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.53			-0.0038			1			8760			SDG			1.16			1.48			-0.0018			1			8760									Com-Indoor-ExitPGEOfLExCZ08			Com-Indoor-ExitSCEOfLExCZ08			Com-Indoor-ExitSDGOfLExCZ08


			Office - Large - 09			Office - Large			09			DO8 v3.02			Com-Indoor-Exit			Ex			OfL			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.5			-0.0047			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfLExCZ09			Com-Indoor-ExitSCEOfLExCZ09			Com-Indoor-ExitSDGOfLExCZ09


			Office - Large - 10			Office - Large			10			DO8 v3.02			Com-Indoor-Exit			Ex			OfL			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.37			-0.00439			1			8760			SDG			1.16			1.33			-0.003			1			8760									Com-Indoor-ExitPGEOfLExCZ10			Com-Indoor-ExitSCEOfLExCZ10			Com-Indoor-ExitSDGOfLExCZ10


			Office - Large - 11			Office - Large			11			DO8 v3.02			Com-Indoor-Exit			Ex			OfL			CZ11			Wtd			PGE			1.07			1.47			-0.0096			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfLExCZ11			Com-Indoor-ExitSCEOfLExCZ11			Com-Indoor-ExitSDGOfLExCZ11


			Office - Large - 12			Office - Large			12			DO8 v3.02			Com-Indoor-Exit			Ex			OfL			CZ12			Wtd			PGE			1.13			1.52			-0.0071			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfLExCZ12			Com-Indoor-ExitSCEOfLExCZ12			Com-Indoor-ExitSDGOfLExCZ12


			Office - Large - 13			Office - Large			13			DO8 v3.02			Com-Indoor-Exit			Ex			OfL			CZ13			Wtd			PGE			1.14			1.54			-0.0062			1			8760			SCE			1.14			1.5			-0.0066			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfLExCZ13			Com-Indoor-ExitSCEOfLExCZ13			Com-Indoor-ExitSDGOfLExCZ13


			Office - Large - 14			Office - Large			14			DO8 v3.02			Com-Indoor-Exit			Ex			OfL			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.41			-0.007			1			8760			SDG			1.13			1.34			-0.0041			1			8760									Com-Indoor-ExitPGEOfLExCZ14			Com-Indoor-ExitSCEOfLExCZ14			Com-Indoor-ExitSDGOfLExCZ14


			Office - Large - 15			Office - Large			15			DO8 v3.02			Com-Indoor-Exit			Ex			OfL			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.22			1.48			-0.0033			1			8760			SDG			1.22			1.43			-0.0017			1			8760									Com-Indoor-ExitPGEOfLExCZ15			Com-Indoor-ExitSCEOfLExCZ15			Com-Indoor-ExitSDGOfLExCZ15


			Office - Large - 16			Office - Large			16			DO8 v3.02			Com-Indoor-Exit			Ex			OfL			CZ16			Wtd			PGE			0.97			1.45			-0.017			1			8760			SCE			1			1.31			-0.016			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfLExCZ16			Com-Indoor-ExitSCEOfLExCZ16			Com-Indoor-ExitSDGOfLExCZ16


			Office - Large - 17			Office - Large			17			DO8 v3.02			Com-Indoor-Exit			Ex			OfL			IOU			Wtd			PGE			1.11			1.44			-0.00671			1			8760			SCE			1.16			1.46			-0.00426			1			8760			SDG			1.16			1.38			-0.00234			1			8760									Com-Indoor-ExitPGEOfLExIOU			Com-Indoor-ExitSCEOfLExIOU			Com-Indoor-ExitSDGOfLExIOU


			Office - Small - 01			Office - Small			01			DO8 v3.02			Com-Indoor-Exit			Ex			OfS			CZ01			Wtd			PGE			1.02			1.32			-0.00561			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfSExCZ01			Com-Indoor-ExitSCEOfSExCZ01			Com-Indoor-ExitSDGOfSExCZ01


			Office - Small - 02			Office - Small			02			DO8 v3.02			Com-Indoor-Exit			Ex			OfS			CZ02			Wtd			PGE			1.04			1.32			-0.0045			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfSExCZ02			Com-Indoor-ExitSCEOfSExCZ02			Com-Indoor-ExitSDGOfSExCZ02


			Office - Small - 03			Office - Small			03			DO8 v3.02			Com-Indoor-Exit			Ex			OfS			CZ03			Wtd			PGE			1.05			1.31			-0.0036			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfSExCZ03			Com-Indoor-ExitSCEOfSExCZ03			Com-Indoor-ExitSDGOfSExCZ03


			Office - Small - 04			Office - Small			04			DO8 v3.02			Com-Indoor-Exit			Ex			OfS			CZ04			Wtd			PGE			1.07			1.32			-0.0033			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfSExCZ04			Com-Indoor-ExitSCEOfSExCZ04			Com-Indoor-ExitSDGOfSExCZ04


			Office - Small - 05			Office - Small			05			DO8 v3.02			Com-Indoor-Exit			Ex			OfS			CZ05			Wtd			PGE			1.07			1.32			-0.0025			1			8760			SCE			1.11			1.4			-0.0028			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfSExCZ05			Com-Indoor-ExitSCEOfSExCZ05			Com-Indoor-ExitSDGOfSExCZ05


			Office - Small - 06			Office - Small			06			DO8 v3.02			Com-Indoor-Exit			Ex			OfS			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.14			1.43			-0.0015			1			8760			SDG			1.14			1.43			-0.00083			1			8760									Com-Indoor-ExitPGEOfSExCZ06			Com-Indoor-ExitSCEOfSExCZ06			Com-Indoor-ExitSDGOfSExCZ06


			Office - Small - 07			Office - Small			07			DO8 v3.02			Com-Indoor-Exit			Ex			OfS			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.15			1.42			-0.00057			1			8760									Com-Indoor-ExitPGEOfSExCZ07			Com-Indoor-ExitSCEOfSExCZ07			Com-Indoor-ExitSDGOfSExCZ07


			Office - Small - 08			Office - Small			08			DO8 v3.02			Com-Indoor-Exit			Ex			OfS			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.44			-0.0015			1			8760			SDG			1.15			1.42			-0.00083			1			8760									Com-Indoor-ExitPGEOfSExCZ08			Com-Indoor-ExitSCEOfSExCZ08			Com-Indoor-ExitSDGOfSExCZ08


			Office - Small - 09			Office - Small			09			DO8 v3.02			Com-Indoor-Exit			Ex			OfS			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.44			-0.0017			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfSExCZ09			Com-Indoor-ExitSCEOfSExCZ09			Com-Indoor-ExitSDGOfSExCZ09


			Office - Small - 10			Office - Small			10			DO8 v3.02			Com-Indoor-Exit			Ex			OfS			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.37			-0.0016			1			8760			SDG			1.15			1.39			-0.000979			1			8760									Com-Indoor-ExitPGEOfSExCZ10			Com-Indoor-ExitSCEOfSExCZ10			Com-Indoor-ExitSDGOfSExCZ10


			Office - Small - 11			Office - Small			11			DO8 v3.02			Com-Indoor-Exit			Ex			OfS			CZ11			Wtd			PGE			1.05			1.32			-0.00521			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfSExCZ11			Com-Indoor-ExitSCEOfSExCZ11			Com-Indoor-ExitSDGOfSExCZ11


			Office - Small - 12			Office - Small			12			DO8 v3.02			Com-Indoor-Exit			Ex			OfS			CZ12			Wtd			PGE			1.06			1.35			-0.0045			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfSExCZ12			Com-Indoor-ExitSCEOfSExCZ12			Com-Indoor-ExitSDGOfSExCZ12


			Office - Small - 13			Office - Small			13			DO8 v3.02			Com-Indoor-Exit			Ex			OfS			CZ13			Wtd			PGE			1.08			1.32			-0.0035			1			8760			SCE			1.12			1.41			-0.0036			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfSExCZ13			Com-Indoor-ExitSCEOfSExCZ13			Com-Indoor-ExitSDGOfSExCZ13


			Office - Small - 14			Office - Small			14			DO8 v3.02			Com-Indoor-Exit			Ex			OfS			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.38			-0.0036			1			8760			SDG			1.11			1.36			-0.00311			1			8760									Com-Indoor-ExitPGEOfSExCZ14			Com-Indoor-ExitSCEOfSExCZ14			Com-Indoor-ExitSDGOfSExCZ14


			Office - Small - 15			Office - Small			15			DO8 v3.02			Com-Indoor-Exit			Ex			OfS			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.2			1.44			-0.0007			1			8760			SDG			1.21			1.42			-0.000439			1			8760									Com-Indoor-ExitPGEOfSExCZ15			Com-Indoor-ExitSCEOfSExCZ15			Com-Indoor-ExitSDGOfSExCZ15


			Office - Small - 16			Office - Small			16			DO8 v3.02			Com-Indoor-Exit			Ex			OfS			CZ16			Wtd			PGE			0.97			1.32			-0.0089			1			8760			SCE			0.98			1.4			-0.0083			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEOfSExCZ16			Com-Indoor-ExitSCEOfSExCZ16			Com-Indoor-ExitSDGOfSExCZ16


			Office - Small - 17			Office - Small			17			DO8 v3.02			Com-Indoor-Exit			Ex			OfS			IOU			Wtd			PGE			1.06			1.32			-0.00393			1			8760			SCE			1.14			1.42			-0.00178			1			8760			SDG			1.15			1.41			-0.000662			1			8760									Com-Indoor-ExitPGEOfSExIOU			Com-Indoor-ExitSCEOfSExIOU			Com-Indoor-ExitSDGOfSExIOU


			Restaurant - Fast-Food - 01			Restaurant - Fast-Food			01			DO8 v3.02			Com-Indoor-Exit			Ex			RFF			CZ01			Wtd			PGE			0.99			1.18			-0.012			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERFFExCZ01			Com-Indoor-ExitSCERFFExCZ01			Com-Indoor-ExitSDGRFFExCZ01


			Restaurant - Fast-Food - 02			Restaurant - Fast-Food			02			DO8 v3.02			Com-Indoor-Exit			Ex			RFF			CZ02			Wtd			PGE			1.02			1.21			-0.0083			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERFFExCZ02			Com-Indoor-ExitSCERFFExCZ02			Com-Indoor-ExitSDGRFFExCZ02


			Restaurant - Fast-Food - 03			Restaurant - Fast-Food			03			DO8 v3.02			Com-Indoor-Exit			Ex			RFF			CZ03			Wtd			PGE			1.02			1.21			-0.0085			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERFFExCZ03			Com-Indoor-ExitSCERFFExCZ03			Com-Indoor-ExitSDGRFFExCZ03


			Restaurant - Fast-Food - 04			Restaurant - Fast-Food			04			DO8 v3.02			Com-Indoor-Exit			Ex			RFF			CZ04			Wtd			PGE			1.04			1.21			-0.0072			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERFFExCZ04			Com-Indoor-ExitSCERFFExCZ04			Com-Indoor-ExitSDGRFFExCZ04


			Restaurant - Fast-Food - 05			Restaurant - Fast-Food			05			DO8 v3.02			Com-Indoor-Exit			Ex			RFF			CZ05			Wtd			PGE			1.03			1.19			-0.0079			1			8760			SCE			1.05			1.25			-0.0089			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERFFExCZ05			Com-Indoor-ExitSCERFFExCZ05			Com-Indoor-ExitSDGRFFExCZ05


			Restaurant - Fast-Food - 06			Restaurant - Fast-Food			06			DO8 v3.02			Com-Indoor-Exit			Ex			RFF			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.27			-0.0061			1			8760			SDG			1.1			1.28			-0.0064			1			8760									Com-Indoor-ExitPGERFFExCZ06			Com-Indoor-ExitSCERFFExCZ06			Com-Indoor-ExitSDGRFFExCZ06


			Restaurant - Fast-Food - 07			Restaurant - Fast-Food			07			DO8 v3.02			Com-Indoor-Exit			Ex			RFF			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.12			1.27			-0.00561			1			8760									Com-Indoor-ExitPGERFFExCZ07			Com-Indoor-ExitSCERFFExCZ07			Com-Indoor-ExitSDGRFFExCZ07


			Restaurant - Fast-Food - 08			Restaurant - Fast-Food			08			DO8 v3.02			Com-Indoor-Exit			Ex			RFF			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.27			-0.0053			1			8760			SDG			1.12			1.28			-0.0055			1			8760									Com-Indoor-ExitPGERFFExCZ08			Com-Indoor-ExitSCERFFExCZ08			Com-Indoor-ExitSDGRFFExCZ08


			Restaurant - Fast-Food - 09			Restaurant - Fast-Food			09			DO8 v3.02			Com-Indoor-Exit			Ex			RFF			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.29			-0.005			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERFFExCZ09			Com-Indoor-ExitSCERFFExCZ09			Com-Indoor-ExitSDGRFFExCZ09


			Restaurant - Fast-Food - 10			Restaurant - Fast-Food			10			DO8 v3.02			Com-Indoor-Exit			Ex			RFF			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.08			1.25			-0.0054			1			8760			SDG			1.12			1.28			-0.00561			1			8760									Com-Indoor-ExitPGERFFExCZ10			Com-Indoor-ExitSCERFFExCZ10			Com-Indoor-ExitSDGRFFExCZ10


			Restaurant - Fast-Food - 11			Restaurant - Fast-Food			11			DO8 v3.02			Com-Indoor-Exit			Ex			RFF			CZ11			Wtd			PGE			1.02			1.21			-0.0076			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERFFExCZ11			Com-Indoor-ExitSCERFFExCZ11			Com-Indoor-ExitSDGRFFExCZ11


			Restaurant - Fast-Food - 12			Restaurant - Fast-Food			12			DO8 v3.02			Com-Indoor-Exit			Ex			RFF			CZ12			Wtd			PGE			1.03			1.21			-0.0075			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERFFExCZ12			Com-Indoor-ExitSCERFFExCZ12			Com-Indoor-ExitSDGRFFExCZ12


			Restaurant - Fast-Food - 13			Restaurant - Fast-Food			13			DO8 v3.02			Com-Indoor-Exit			Ex			RFF			CZ13			Wtd			PGE			1.06			1.2			-0.0061			1			8760			SCE			1.08			1.26			-0.0071			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERFFExCZ13			Com-Indoor-ExitSCERFFExCZ13			Com-Indoor-ExitSDGRFFExCZ13


			Restaurant - Fast-Food - 14			Restaurant - Fast-Food			14			DO8 v3.02			Com-Indoor-Exit			Ex			RFF			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.06			1.27			-0.0082			1			8760			SDG			1.09			1.3			-0.008			1			8760									Com-Indoor-ExitPGERFFExCZ14			Com-Indoor-ExitSCERFFExCZ14			Com-Indoor-ExitSDGRFFExCZ14


			Restaurant - Fast-Food - 15			Restaurant - Fast-Food			15			DO8 v3.02			Com-Indoor-Exit			Ex			RFF			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.25			-0.0028			1			8760			SDG			1.18			1.29			-0.0028			1			8760									Com-Indoor-ExitPGERFFExCZ15			Com-Indoor-ExitSCERFFExCZ15			Com-Indoor-ExitSDGRFFExCZ15


			Restaurant - Fast-Food - 16			Restaurant - Fast-Food			16			DO8 v3.02			Com-Indoor-Exit			Ex			RFF			CZ16			Wtd			PGE			0.95			1.21			-0.013			1			8760			SCE			0.98			1.26			-0.016			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERFFExCZ16			Com-Indoor-ExitSCERFFExCZ16			Com-Indoor-ExitSDGRFFExCZ16


			Restaurant - Fast-Food - 17			Restaurant - Fast-Food			17			DO8 v3.02			Com-Indoor-Exit			Ex			RFF			IOU			Wtd			PGE			1.03			1.21			-0.00777			1			8760			SCE			1.09			1.27			-0.00573			1			8760			SDG			1.12			1.27			-0.00564			1			8760									Com-Indoor-ExitPGERFFExIOU			Com-Indoor-ExitSCERFFExIOU			Com-Indoor-ExitSDGRFFExIOU


			Restaurant - Sit-Down - 01			Restaurant - Sit-Down			01			DO8 v3.02			Com-Indoor-Exit			Ex			RSD			CZ01			Wtd			PGE			0.97			1.23			-0.013			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERSDExCZ01			Com-Indoor-ExitSCERSDExCZ01			Com-Indoor-ExitSDGRSDExCZ01


			Restaurant - Sit-Down - 02			Restaurant - Sit-Down			02			DO8 v3.02			Com-Indoor-Exit			Ex			RSD			CZ02			Wtd			PGE			1.02			1.23			-0.0088			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERSDExCZ02			Com-Indoor-ExitSCERSDExCZ02			Com-Indoor-ExitSDGRSDExCZ02


			Restaurant - Sit-Down - 03			Restaurant - Sit-Down			03			DO8 v3.02			Com-Indoor-Exit			Ex			RSD			CZ03			Wtd			PGE			1.03			1.27			-0.0091			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERSDExCZ03			Com-Indoor-ExitSCERSDExCZ03			Com-Indoor-ExitSDGRSDExCZ03


			Restaurant - Sit-Down - 04			Restaurant - Sit-Down			04			DO8 v3.02			Com-Indoor-Exit			Ex			RSD			CZ04			Wtd			PGE			1.05			1.26			-0.00689			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERSDExCZ04			Com-Indoor-ExitSCERSDExCZ04			Com-Indoor-ExitSDGRSDExCZ04


			Restaurant - Sit-Down - 05			Restaurant - Sit-Down			05			DO8 v3.02			Com-Indoor-Exit			Ex			RSD			CZ05			Wtd			PGE			1.04			1.25			-0.0079			1			8760			SCE			1.07			1.33			-0.0088			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERSDExCZ05			Com-Indoor-ExitSCERSDExCZ05			Com-Indoor-ExitSDGRSDExCZ05


			Restaurant - Sit-Down - 06			Restaurant - Sit-Down			06			DO8 v3.02			Com-Indoor-Exit			Ex			RSD			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.35			-0.0064			1			8760			SDG			1.12			1.37			-0.0067			1			8760									Com-Indoor-ExitPGERSDExCZ06			Com-Indoor-ExitSCERSDExCZ06			Com-Indoor-ExitSDGRSDExCZ06


			Restaurant - Sit-Down - 07			Restaurant - Sit-Down			07			DO8 v3.02			Com-Indoor-Exit			Ex			RSD			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.13			1.36			-0.0051			1			8760									Com-Indoor-ExitPGERSDExCZ07			Com-Indoor-ExitSCERSDExCZ07			Com-Indoor-ExitSDGRSDExCZ07


			Restaurant - Sit-Down - 08			Restaurant - Sit-Down			08			DO8 v3.02			Com-Indoor-Exit			Ex			RSD			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.33			-0.0049			1			8760			SDG			1.13			1.35			-0.0051			1			8760									Com-Indoor-ExitPGERSDExCZ08			Com-Indoor-ExitSCERSDExCZ08			Com-Indoor-ExitSDGRSDExCZ08


			Restaurant - Sit-Down - 09			Restaurant - Sit-Down			09			DO8 v3.02			Com-Indoor-Exit			Ex			RSD			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.37			-0.004			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERSDExCZ09			Com-Indoor-ExitSCERSDExCZ09			Com-Indoor-ExitSDGRSDExCZ09


			Restaurant - Sit-Down - 10			Restaurant - Sit-Down			10			DO8 v3.02			Com-Indoor-Exit			Ex			RSD			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.25			-0.0049			1			8760			SDG			1.13			1.31			-0.0049			1			8760									Com-Indoor-ExitPGERSDExCZ10			Com-Indoor-ExitSCERSDExCZ10			Com-Indoor-ExitSDGRSDExCZ10


			Restaurant - Sit-Down - 11			Restaurant - Sit-Down			11			DO8 v3.02			Com-Indoor-Exit			Ex			RSD			CZ11			Wtd			PGE			1.04			1.25			-0.00771			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERSDExCZ11			Com-Indoor-ExitSCERSDExCZ11			Com-Indoor-ExitSDGRSDExCZ11


			Restaurant - Sit-Down - 12			Restaurant - Sit-Down			12			DO8 v3.02			Com-Indoor-Exit			Ex			RSD			CZ12			Wtd			PGE			1.03			1.2			-0.008			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERSDExCZ12			Com-Indoor-ExitSCERSDExCZ12			Com-Indoor-ExitSDGRSDExCZ12


			Restaurant - Sit-Down - 13			Restaurant - Sit-Down			13			DO8 v3.02			Com-Indoor-Exit			Ex			RSD			CZ13			Wtd			PGE			1.06			1.14			-0.0063			1			8760			SCE			1.09			1.18			-0.0072			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERSDExCZ13			Com-Indoor-ExitSCERSDExCZ13			Com-Indoor-ExitSDGRSDExCZ13


			Restaurant - Sit-Down - 14			Restaurant - Sit-Down			14			DO8 v3.02			Com-Indoor-Exit			Ex			RSD			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.14			-0.0082			1			8760			SDG			1.09			1.16			-0.0083			1			8760									Com-Indoor-ExitPGERSDExCZ14			Com-Indoor-ExitSCERSDExCZ14			Com-Indoor-ExitSDGRSDExCZ14


			Restaurant - Sit-Down - 15			Restaurant - Sit-Down			15			DO8 v3.02			Com-Indoor-Exit			Ex			RSD			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.27			-0.0022			1			8760			SDG			1.2			1.28			-0.00229			1			8760									Com-Indoor-ExitPGERSDExCZ15			Com-Indoor-ExitSCERSDExCZ15			Com-Indoor-ExitSDGRSDExCZ15


			Restaurant - Sit-Down - 16			Restaurant - Sit-Down			16			DO8 v3.02			Com-Indoor-Exit			Ex			RSD			CZ16			Wtd			PGE			0.95			1.08			-0.014			1			8760			SCE			0.99			1.11			-0.016			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERSDExCZ16			Com-Indoor-ExitSCERSDExCZ16			Com-Indoor-ExitSDGRSDExCZ16


			Restaurant - Sit-Down - 17			Restaurant - Sit-Down			17			DO8 v3.02			Com-Indoor-Exit			Ex			RSD			IOU			Wtd			PGE			1.04			1.23			-0.00813			1			8760			SCE			1.11			1.3			-0.00541			1			8760			SDG			1.13			1.35			-0.00514			1			8760									Com-Indoor-ExitPGERSDExIOU			Com-Indoor-ExitSCERSDExIOU			Com-Indoor-ExitSDGRSDExIOU


			Retail - Multistory Large - 01			Retail - Multistory Large			01			DO8 v3.02			Com-Indoor-Exit			Ex			Rt3			CZ01			Wtd			PGE			1.01			1.33			-0.013			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERt3ExCZ01			Com-Indoor-ExitSCERt3ExCZ01			Com-Indoor-ExitSDGRt3ExCZ01


			Retail - Multistory Large - 02			Retail - Multistory Large			02			DO8 v3.02			Com-Indoor-Exit			Ex			Rt3			CZ02			Wtd			PGE			1.06			1.3			-0.008			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERt3ExCZ02			Com-Indoor-ExitSCERt3ExCZ02			Com-Indoor-ExitSDGRt3ExCZ02


			Retail - Multistory Large - 03			Retail - Multistory Large			03			DO8 v3.02			Com-Indoor-Exit			Ex			Rt3			CZ03			Wtd			PGE			1.08			1.34			-0.0064			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERt3ExCZ03			Com-Indoor-ExitSCERt3ExCZ03			Com-Indoor-ExitSDGRt3ExCZ03


			Retail - Multistory Large - 04			Retail - Multistory Large			04			DO8 v3.02			Com-Indoor-Exit			Ex			Rt3			CZ04			Wtd			PGE			1.09			1.33			-0.0059			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERt3ExCZ04			Com-Indoor-ExitSCERt3ExCZ04			Com-Indoor-ExitSDGRt3ExCZ04


			Retail - Multistory Large - 05			Retail - Multistory Large			05			DO8 v3.02			Com-Indoor-Exit			Ex			Rt3			CZ05			Wtd			PGE			1.1			1.29			-0.0038			1			8760			SCE			1.13			1.36			-0.0036			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERt3ExCZ05			Com-Indoor-ExitSCERt3ExCZ05			Com-Indoor-ExitSDGRt3ExCZ05


			Retail - Multistory Large - 06			Retail - Multistory Large			06			DO8 v3.02			Com-Indoor-Exit			Ex			Rt3			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.41			-0.0012			1			8760			SDG			1.15			1.4			-0.0011			1			8760									Com-Indoor-ExitPGERt3ExCZ06			Com-Indoor-ExitSCERt3ExCZ06			Com-Indoor-ExitSDGRt3ExCZ06


			Retail - Multistory Large - 07			Retail - Multistory Large			07			DO8 v3.02			Com-Indoor-Exit			Ex			Rt3			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.16			1.42			-0.00068			1			8760									Com-Indoor-ExitPGERt3ExCZ07			Com-Indoor-ExitSCERt3ExCZ07			Com-Indoor-ExitSDGRt3ExCZ07


			Retail - Multistory Large - 08			Retail - Multistory Large			08			DO8 v3.02			Com-Indoor-Exit			Ex			Rt3			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.38			-0.0015			1			8760			SDG			1.16			1.37			-0.0014			1			8760									Com-Indoor-ExitPGERt3ExCZ08			Com-Indoor-ExitSCERt3ExCZ08			Com-Indoor-ExitSDGRt3ExCZ08


			Retail - Multistory Large - 09			Retail - Multistory Large			09			DO8 v3.02			Com-Indoor-Exit			Ex			Rt3			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.42			-0.0011			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERt3ExCZ09			Com-Indoor-ExitSCERt3ExCZ09			Com-Indoor-ExitSDGRt3ExCZ09


			Retail - Multistory Large - 10			Retail - Multistory Large			10			DO8 v3.02			Com-Indoor-Exit			Ex			Rt3			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.26			-0.00189			1			8760			SDG			1.15			1.27			-0.0018			1			8760									Com-Indoor-ExitPGERt3ExCZ10			Com-Indoor-ExitSCERt3ExCZ10			Com-Indoor-ExitSDGRt3ExCZ10


			Retail - Multistory Large - 11			Retail - Multistory Large			11			DO8 v3.02			Com-Indoor-Exit			Ex			Rt3			CZ11			Wtd			PGE			1.05			1.31			-0.008			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERt3ExCZ11			Com-Indoor-ExitSCERt3ExCZ11			Com-Indoor-ExitSDGRt3ExCZ11


			Retail - Multistory Large - 12			Retail - Multistory Large			12			DO8 v3.02			Com-Indoor-Exit			Ex			Rt3			CZ12			Wtd			PGE			1.06			1.36			-0.0078			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERt3ExCZ12			Com-Indoor-ExitSCERt3ExCZ12			Com-Indoor-ExitSDGRt3ExCZ12


			Retail - Multistory Large - 13			Retail - Multistory Large			13			DO8 v3.02			Com-Indoor-Exit			Ex			Rt3			CZ13			Wtd			PGE			1.08			1.24			-0.0059			1			8760			SCE			1.11			1.3			-0.0057			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERt3ExCZ13			Com-Indoor-ExitSCERt3ExCZ13			Com-Indoor-ExitSDGRt3ExCZ13


			Retail - Multistory Large - 14			Retail - Multistory Large			14			DO8 v3.02			Com-Indoor-Exit			Ex			Rt3			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.08			1.33			-0.0067			1			8760			SDG			1.08			1.34			-0.0067			1			8760									Com-Indoor-ExitPGERt3ExCZ14			Com-Indoor-ExitSCERt3ExCZ14			Com-Indoor-ExitSDGRt3ExCZ14


			Retail - Multistory Large - 15			Retail - Multistory Large			15			DO8 v3.02			Com-Indoor-Exit			Ex			Rt3			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.18			1.39			-0.00053			1			8760			SDG			1.19			1.4			-0.000521			1			8760									Com-Indoor-ExitPGERt3ExCZ15			Com-Indoor-ExitSCERt3ExCZ15			Com-Indoor-ExitSDGRt3ExCZ15


			Retail - Multistory Large - 16			Retail - Multistory Large			16			DO8 v3.02			Com-Indoor-Exit			Ex			Rt3			CZ16			Wtd			PGE			0.97			1.07			-0.014			1			8760			SCE			0.97			1.08			-0.014			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERt3ExCZ16			Com-Indoor-ExitSCERt3ExCZ16			Com-Indoor-ExitSDGRt3ExCZ16


			Retail - Multistory Large - 17			Retail - Multistory Large			17			DO8 v3.02			Com-Indoor-Exit			Ex			Rt3			IOU			Wtd			PGE			1.07			1.32			-0.00682			1			8760			SCE			1.15			1.36			-0.00186			1			8760			SDG			1.16			1.38			-0.00102			1			8760									Com-Indoor-ExitPGERt3ExIOU			Com-Indoor-ExitSCERt3ExIOU			Com-Indoor-ExitSDGRt3ExIOU


			Retail - Single-Story Large - 01			Retail - Single-Story Large			01			DO8 v3.02			Com-Indoor-Exit			Ex			RtL			CZ01			Wtd			PGE			0.97			1.24			-0.014			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtLExCZ01			Com-Indoor-ExitSCERtLExCZ01			Com-Indoor-ExitSDGRtLExCZ01


			Retail - Single-Story Large - 02			Retail - Single-Story Large			02			DO8 v3.02			Com-Indoor-Exit			Ex			RtL			CZ02			Wtd			PGE			1.03			1.25			-0.0084			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtLExCZ02			Com-Indoor-ExitSCERtLExCZ02			Com-Indoor-ExitSDGRtLExCZ02


			Retail - Single-Story Large - 03			Retail - Single-Story Large			03			DO8 v3.02			Com-Indoor-Exit			Ex			RtL			CZ03			Wtd			PGE			1.05			1.28			-0.00811			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtLExCZ03			Com-Indoor-ExitSCERtLExCZ03			Com-Indoor-ExitSDGRtLExCZ03


			Retail - Single-Story Large - 04			Retail - Single-Story Large			04			DO8 v3.02			Com-Indoor-Exit			Ex			RtL			CZ04			Wtd			PGE			1.07			1.27			-0.0066			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtLExCZ04			Com-Indoor-ExitSCERtLExCZ04			Com-Indoor-ExitSDGRtLExCZ04


			Retail - Single-Story Large - 05			Retail - Single-Story Large			05			DO8 v3.02			Com-Indoor-Exit			Ex			RtL			CZ05			Wtd			PGE			1.06			1.26			-0.0064			1			8760			SCE			1.08			1.33			-0.006			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtLExCZ05			Com-Indoor-ExitSCERtLExCZ05			Com-Indoor-ExitSDGRtLExCZ05


			Retail - Single-Story Large - 06			Retail - Single-Story Large			06			DO8 v3.02			Com-Indoor-Exit			Ex			RtL			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.34			-0.0039			1			8760			SDG			1.12			1.34			-0.004			1			8760									Com-Indoor-ExitPGERtLExCZ06			Com-Indoor-ExitSCERtLExCZ06			Com-Indoor-ExitSDGRtLExCZ06


			Retail - Single-Story Large - 07			Retail - Single-Story Large			07			DO8 v3.02			Com-Indoor-Exit			Ex			RtL			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.12			1.37			-0.0029			1			8760									Com-Indoor-ExitPGERtLExCZ07			Com-Indoor-ExitSCERtLExCZ07			Com-Indoor-ExitSDGRtLExCZ07


			Retail - Single-Story Large - 08			Retail - Single-Story Large			08			DO8 v3.02			Com-Indoor-Exit			Ex			RtL			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.32			-0.00311			1			8760			SDG			1.12			1.32			-0.00311			1			8760									Com-Indoor-ExitPGERtLExCZ08			Com-Indoor-ExitSCERtLExCZ08			Com-Indoor-ExitSDGRtLExCZ08


			Retail - Single-Story Large - 09			Retail - Single-Story Large			09			DO8 v3.02			Com-Indoor-Exit			Ex			RtL			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.37			-0.003			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtLExCZ09			Com-Indoor-ExitSCERtLExCZ09			Com-Indoor-ExitSDGRtLExCZ09


			Retail - Single-Story Large - 10			Retail - Single-Story Large			10			DO8 v3.02			Com-Indoor-Exit			Ex			RtL			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.33			-0.0036			1			8760			SDG			1.12			1.33			-0.0038			1			8760									Com-Indoor-ExitPGERtLExCZ10			Com-Indoor-ExitSCERtLExCZ10			Com-Indoor-ExitSDGRtLExCZ10


			Retail - Single-Story Large - 11			Retail - Single-Story Large			11			DO8 v3.02			Com-Indoor-Exit			Ex			RtL			CZ11			Wtd			PGE			1.04			1.27			-0.0082			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtLExCZ11			Com-Indoor-ExitSCERtLExCZ11			Com-Indoor-ExitSDGRtLExCZ11


			Retail - Single-Story Large - 12			Retail - Single-Story Large			12			DO8 v3.02			Com-Indoor-Exit			Ex			RtL			CZ12			Wtd			PGE			1.04			1.28			-0.0084			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtLExCZ12			Com-Indoor-ExitSCERtLExCZ12			Com-Indoor-ExitSDGRtLExCZ12


			Retail - Single-Story Large - 13			Retail - Single-Story Large			13			DO8 v3.02			Com-Indoor-Exit			Ex			RtL			CZ13			Wtd			PGE			1.07			1.28			-0.0061			1			8760			SCE			1.1			1.35			-0.0057			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtLExCZ13			Com-Indoor-ExitSCERtLExCZ13			Com-Indoor-ExitSDGRtLExCZ13


			Retail - Single-Story Large - 14			Retail - Single-Story Large			14			DO8 v3.02			Com-Indoor-Exit			Ex			RtL			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.33			-0.0074			1			8760			SDG			1.07			1.34			-0.0075			1			8760									Com-Indoor-ExitPGERtLExCZ14			Com-Indoor-ExitSCERtLExCZ14			Com-Indoor-ExitSDGRtLExCZ14


			Retail - Single-Story Large - 15			Retail - Single-Story Large			15			DO8 v3.02			Com-Indoor-Exit			Ex			RtL			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.37			-0.0016			1			8760			SDG			1.16			1.38			-0.0016			1			8760									Com-Indoor-ExitPGERtLExCZ15			Com-Indoor-ExitSCERtLExCZ15			Com-Indoor-ExitSDGRtLExCZ15


			Retail - Single-Story Large - 16			Retail - Single-Story Large			16			DO8 v3.02			Com-Indoor-Exit			Ex			RtL			CZ16			Wtd			PGE			0.96			1.17			-0.014			1			8760			SCE			0.97			1.18			-0.013			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtLExCZ16			Com-Indoor-ExitSCERtLExCZ16			Com-Indoor-ExitSDGRtLExCZ16


			Retail - Single-Story Large - 17			Retail - Single-Story Large			17			DO8 v3.02			Com-Indoor-Exit			Ex			RtL			IOU			Wtd			PGE			1.05			1.27			-0.00774			1			8760			SCE			1.12			1.34			-0.00369			1			8760			SDG			1.12			1.36			-0.00317			1			8760									Com-Indoor-ExitPGERtLExIOU			Com-Indoor-ExitSCERtLExIOU			Com-Indoor-ExitSDGRtLExIOU


			Retail - Small - 01			Retail - Small			01			DO8 v3.02			Com-Indoor-Exit			Ex			RtS			CZ01			Wtd			PGE			0.98			1.25			-0.012			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtSExCZ01			Com-Indoor-ExitSCERtSExCZ01			Com-Indoor-ExitSDGRtSExCZ01


			Retail - Small - 02			Retail - Small			02			DO8 v3.02			Com-Indoor-Exit			Ex			RtS			CZ02			Wtd			PGE			1.03			1.27			-0.008			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtSExCZ02			Com-Indoor-ExitSCERtSExCZ02			Com-Indoor-ExitSDGRtSExCZ02


			Retail - Small - 03			Retail - Small			03			DO8 v3.02			Com-Indoor-Exit			Ex			RtS			CZ03			Wtd			PGE			1.04			1.31			-0.00689			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtSExCZ03			Com-Indoor-ExitSCERtSExCZ03			Com-Indoor-ExitSDGRtSExCZ03


			Retail - Small - 04			Retail - Small			04			DO8 v3.02			Com-Indoor-Exit			Ex			RtS			CZ04			Wtd			PGE			1.06			1.31			-0.0057			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtSExCZ04			Com-Indoor-ExitSCERtSExCZ04			Com-Indoor-ExitSDGRtSExCZ04


			Retail - Small - 05			Retail - Small			05			DO8 v3.02			Com-Indoor-Exit			Ex			RtS			CZ05			Wtd			PGE			1.06			1.27			-0.0053			1			8760			SCE			1.08			1.35			-0.00521			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtSExCZ05			Com-Indoor-ExitSCERtSExCZ05			Com-Indoor-ExitSDGRtSExCZ05


			Retail - Small - 06			Retail - Small			06			DO8 v3.02			Com-Indoor-Exit			Ex			RtS			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.12			1.37			-0.00271			1			8760			SDG			1.1			1.36			-0.0028			1			8760									Com-Indoor-ExitPGERtSExCZ06			Com-Indoor-ExitSCERtSExCZ06			Com-Indoor-ExitSDGRtSExCZ06


			Retail - Small - 07			Retail - Small			07			DO8 v3.02			Com-Indoor-Exit			Ex			RtS			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.12			1.36			-0.002			1			8760									Com-Indoor-ExitPGERtSExCZ07			Com-Indoor-ExitSCERtSExCZ07			Com-Indoor-ExitSDGRtSExCZ07


			Retail - Small - 08			Retail - Small			08			DO8 v3.02			Com-Indoor-Exit			Ex			RtS			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.37			-0.0024			1			8760			SDG			1.12			1.36			-0.0024			1			8760									Com-Indoor-ExitPGERtSExCZ08			Com-Indoor-ExitSCERtSExCZ08			Com-Indoor-ExitSDGRtSExCZ08


			Retail - Small - 09			Retail - Small			09			DO8 v3.02			Com-Indoor-Exit			Ex			RtS			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.41			-0.002			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtSExCZ09			Com-Indoor-ExitSCERtSExCZ09			Com-Indoor-ExitSDGRtSExCZ09


			Retail - Small - 10			Retail - Small			10			DO8 v3.02			Com-Indoor-Exit			Ex			RtS			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.31			-0.00271			1			8760			SDG			1.11			1.32			-0.00271			1			8760									Com-Indoor-ExitPGERtSExCZ10			Com-Indoor-ExitSCERtSExCZ10			Com-Indoor-ExitSDGRtSExCZ10


			Retail - Small - 11			Retail - Small			11			DO8 v3.02			Com-Indoor-Exit			Ex			RtS			CZ11			Wtd			PGE			1.04			1.29			-0.00771			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtSExCZ11			Com-Indoor-ExitSCERtSExCZ11			Com-Indoor-ExitSDGRtSExCZ11


			Retail - Small - 12			Retail - Small			12			DO8 v3.02			Com-Indoor-Exit			Ex			RtS			CZ12			Wtd			PGE			1.05			1.29			-0.00689			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtSExCZ12			Com-Indoor-ExitSCERtSExCZ12			Com-Indoor-ExitSDGRtSExCZ12


			Retail - Small - 13			Retail - Small			13			DO8 v3.02			Com-Indoor-Exit			Ex			RtS			CZ13			Wtd			PGE			1.06			1.3			-0.0051			1			8760			SCE			1.09			1.38			-0.005			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtSExCZ13			Com-Indoor-ExitSCERtSExCZ13			Com-Indoor-ExitSDGRtSExCZ13


			Retail - Small - 14			Retail - Small			14			DO8 v3.02			Com-Indoor-Exit			Ex			RtS			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.07			1.27			-0.0062			1			8760			SDG			1.07			1.27			-0.0063			1			8760									Com-Indoor-ExitPGERtSExCZ14			Com-Indoor-ExitSCERtSExCZ14			Com-Indoor-ExitSDGRtSExCZ14


			Retail - Small - 15			Retail - Small			15			DO8 v3.02			Com-Indoor-Exit			Ex			RtS			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.41			-0.00093			1			8760			SDG			1.16			1.42			-0.0009			1			8760									Com-Indoor-ExitPGERtSExCZ15			Com-Indoor-ExitSCERtSExCZ15			Com-Indoor-ExitSDGRtSExCZ15


			Retail - Small - 16			Retail - Small			16			DO8 v3.02			Com-Indoor-Exit			Ex			RtS			CZ16			Wtd			PGE			0.98			1.26			-0.012			1			8760			SCE			0.98			1.33			-0.012			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGERtSExCZ16			Com-Indoor-ExitSCERtSExCZ16			Com-Indoor-ExitSDGRtSExCZ16


			Retail - Small - 17			Retail - Small			17			DO8 v3.02			Com-Indoor-Exit			Ex			RtS			IOU			Wtd			PGE			1.05			1.3			-0.00662			1			8760			SCE			1.12			1.36			-0.00275			1			8760			SDG			1.12			1.35			-0.00223			1			8760									Com-Indoor-ExitPGERtSExIOU			Com-Indoor-ExitSCERtSExIOU			Com-Indoor-ExitSDGRtSExIOU


			Storage - Conditioned - 01			Storage - Conditioned			01			DO8 v3.02			Com-Indoor-Exit			Ex			SCn			CZ01			Wtd			PGE			0.86			1			-0.015			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGESCnExCZ01			Com-Indoor-ExitSCESCnExCZ01			Com-Indoor-ExitSDGSCnExCZ01


			Storage - Conditioned - 02			Storage - Conditioned			02			DO8 v3.02			Com-Indoor-Exit			Ex			SCn			CZ02			Wtd			PGE			0.96			1.34			-0.0089			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGESCnExCZ02			Com-Indoor-ExitSCESCnExCZ02			Com-Indoor-ExitSDGSCnExCZ02


			Storage - Conditioned - 03			Storage - Conditioned			03			DO8 v3.02			Com-Indoor-Exit			Ex			SCn			CZ03			Wtd			PGE			0.93			1.58			-0.0093			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGESCnExCZ03			Com-Indoor-ExitSCESCnExCZ03			Com-Indoor-ExitSDGSCnExCZ03


			Storage - Conditioned - 04			Storage - Conditioned			04			DO8 v3.02			Com-Indoor-Exit			Ex			SCn			CZ04			Wtd			PGE			0.99			1.42			-0.0072			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGESCnExCZ04			Com-Indoor-ExitSCESCnExCZ04			Com-Indoor-ExitSDGSCnExCZ04


			Storage - Conditioned - 05			Storage - Conditioned			05			DO8 v3.02			Com-Indoor-Exit			Ex			SCn			CZ05			Wtd			PGE			0.93			1.42			-0.0079			1			8760			SCE			0.95			1.56			-0.008			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGESCnExCZ05			Com-Indoor-ExitSCESCnExCZ05			Com-Indoor-ExitSDGSCnExCZ05


			Storage - Conditioned - 06			Storage - Conditioned			06			DO8 v3.02			Com-Indoor-Exit			Ex			SCn			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.01			1.52			-0.00561			1			8760			SDG			1.01			1.51			-0.0057			1			8760									Com-Indoor-ExitPGESCnExCZ06			Com-Indoor-ExitSCESCnExCZ06			Com-Indoor-ExitSDGSCnExCZ06


			Storage - Conditioned - 07			Storage - Conditioned			07			DO8 v3.02			Com-Indoor-Exit			Ex			SCn			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.02			1.43			-0.0042			1			8760									Com-Indoor-ExitPGESCnExCZ07			Com-Indoor-ExitSCESCnExCZ07			Com-Indoor-ExitSDGSCnExCZ07


			Storage - Conditioned - 08			Storage - Conditioned			08			DO8 v3.02			Com-Indoor-Exit			Ex			SCn			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.06			1.47			-0.0042			1			8760			SDG			1.05			1.45			-0.0042			1			8760									Com-Indoor-ExitPGESCnExCZ08			Com-Indoor-ExitSCESCnExCZ08			Com-Indoor-ExitSDGSCnExCZ08


			Storage - Conditioned - 09			Storage - Conditioned			09			DO8 v3.02			Com-Indoor-Exit			Ex			SCn			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.06			1.49			-0.00439			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGESCnExCZ09			Com-Indoor-ExitSCESCnExCZ09			Com-Indoor-ExitSDGSCnExCZ09


			Storage - Conditioned - 10			Storage - Conditioned			10			DO8 v3.02			Com-Indoor-Exit			Ex			SCn			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.05			1.45			-0.00439			1			8760			SDG			1.05			1.43			-0.00439			1			8760									Com-Indoor-ExitPGESCnExCZ10			Com-Indoor-ExitSCESCnExCZ10			Com-Indoor-ExitSDGSCnExCZ10


			Storage - Conditioned - 11			Storage - Conditioned			11			DO8 v3.02			Com-Indoor-Exit			Ex			SCn			CZ11			Wtd			PGE			0.97			1.33			-0.0079			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGESCnExCZ11			Com-Indoor-ExitSCESCnExCZ11			Com-Indoor-ExitSDGSCnExCZ11


			Storage - Conditioned - 12			Storage - Conditioned			12			DO8 v3.02			Com-Indoor-Exit			Ex			SCn			CZ12			Wtd			PGE			0.99			1.35			-0.00771			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGESCnExCZ12			Com-Indoor-ExitSCESCnExCZ12			Com-Indoor-ExitSDGSCnExCZ12


			Storage - Conditioned - 13			Storage - Conditioned			13			DO8 v3.02			Com-Indoor-Exit			Ex			SCn			CZ13			Wtd			PGE			1			1.31			-0.0064			1			8760			SCE			1.03			1.42			-0.0067			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGESCnExCZ13			Com-Indoor-ExitSCESCnExCZ13			Com-Indoor-ExitSDGSCnExCZ13


			Storage - Conditioned - 14			Storage - Conditioned			14			DO8 v3.02			Com-Indoor-Exit			Ex			SCn			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.01			1.44			-0.0072			1			8760			SDG			1			1.43			-0.00729			1			8760									Com-Indoor-ExitPGESCnExCZ14			Com-Indoor-ExitSCESCnExCZ14			Com-Indoor-ExitSDGSCnExCZ14


			Storage - Conditioned - 15			Storage - Conditioned			15			DO8 v3.02			Com-Indoor-Exit			Ex			SCn			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.42			-0.0024			1			8760			SDG			1.11			1.39			-0.0025			1			8760									Com-Indoor-ExitPGESCnExCZ15			Com-Indoor-ExitSCESCnExCZ15			Com-Indoor-ExitSDGSCnExCZ15


			Storage - Conditioned - 16			Storage - Conditioned			16			DO8 v3.02			Com-Indoor-Exit			Ex			SCn			CZ16			Wtd			PGE			0.87			1.35			-0.012			1			8760			SCE			0.9			1.46			-0.013			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGESCnExCZ16			Com-Indoor-ExitSCESCnExCZ16			Com-Indoor-ExitSDGSCnExCZ16


			Storage - Conditioned - 17			Storage - Conditioned			17			DO8 v3.02			Com-Indoor-Exit			Ex			SCn			IOU			Wtd			PGE			0.97			1.43			-0.00818			1			8760			SCE			1.05			1.47			-0.00458			1			8760			SDG			1.03			1.43			-0.0043			1			8760									Com-Indoor-ExitPGESCnExIOU			Com-Indoor-ExitSCESCnExIOU			Com-Indoor-ExitSDGSCnExIOU


			Storage - Unconditioned - 01			Storage - Unconditioned			01			DO8 v3.02			Com-Indoor-Exit			Ex			SUn			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGESUnExCZ01			Com-Indoor-ExitSCESUnExCZ01			Com-Indoor-ExitSDGSUnExCZ01


			Storage - Unconditioned - 02			Storage - Unconditioned			02			DO8 v3.02			Com-Indoor-Exit			Ex			SUn			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGESUnExCZ02			Com-Indoor-ExitSCESUnExCZ02			Com-Indoor-ExitSDGSUnExCZ02


			Storage - Unconditioned - 03			Storage - Unconditioned			03			DO8 v3.02			Com-Indoor-Exit			Ex			SUn			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGESUnExCZ03			Com-Indoor-ExitSCESUnExCZ03			Com-Indoor-ExitSDGSUnExCZ03


			Storage - Unconditioned - 04			Storage - Unconditioned			04			DO8 v3.02			Com-Indoor-Exit			Ex			SUn			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGESUnExCZ04			Com-Indoor-ExitSCESUnExCZ04			Com-Indoor-ExitSDGSUnExCZ04


			Storage - Unconditioned - 05			Storage - Unconditioned			05			DO8 v3.02			Com-Indoor-Exit			Ex			SUn			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGESUnExCZ05			Com-Indoor-ExitSCESUnExCZ05			Com-Indoor-ExitSDGSUnExCZ05


			Storage - Unconditioned - 06			Storage - Unconditioned			06			DO8 v3.02			Com-Indoor-Exit			Ex			SUn			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESUnExCZ06			Com-Indoor-ExitSCESUnExCZ06			Com-Indoor-ExitSDGSUnExCZ06


			Storage - Unconditioned - 07			Storage - Unconditioned			07			DO8 v3.02			Com-Indoor-Exit			Ex			SUn			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESUnExCZ07			Com-Indoor-ExitSCESUnExCZ07			Com-Indoor-ExitSDGSUnExCZ07


			Storage - Unconditioned - 08			Storage - Unconditioned			08			DO8 v3.02			Com-Indoor-Exit			Ex			SUn			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESUnExCZ08			Com-Indoor-ExitSCESUnExCZ08			Com-Indoor-ExitSDGSUnExCZ08


			Storage - Unconditioned - 09			Storage - Unconditioned			09			DO8 v3.02			Com-Indoor-Exit			Ex			SUn			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1			1			0			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGESUnExCZ09			Com-Indoor-ExitSCESUnExCZ09			Com-Indoor-ExitSDGSUnExCZ09


			Storage - Unconditioned - 10			Storage - Unconditioned			10			DO8 v3.02			Com-Indoor-Exit			Ex			SUn			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESUnExCZ10			Com-Indoor-ExitSCESUnExCZ10			Com-Indoor-ExitSDGSUnExCZ10


			Storage - Unconditioned - 11			Storage - Unconditioned			11			DO8 v3.02			Com-Indoor-Exit			Ex			SUn			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGESUnExCZ11			Com-Indoor-ExitSCESUnExCZ11			Com-Indoor-ExitSDGSUnExCZ11


			Storage - Unconditioned - 12			Storage - Unconditioned			12			DO8 v3.02			Com-Indoor-Exit			Ex			SUn			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGESUnExCZ12			Com-Indoor-ExitSCESUnExCZ12			Com-Indoor-ExitSDGSUnExCZ12


			Storage - Unconditioned - 13			Storage - Unconditioned			13			DO8 v3.02			Com-Indoor-Exit			Ex			SUn			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGESUnExCZ13			Com-Indoor-ExitSCESUnExCZ13			Com-Indoor-ExitSDGSUnExCZ13


			Storage - Unconditioned - 14			Storage - Unconditioned			14			DO8 v3.02			Com-Indoor-Exit			Ex			SUn			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESUnExCZ14			Com-Indoor-ExitSCESUnExCZ14			Com-Indoor-ExitSDGSUnExCZ14


			Storage - Unconditioned - 15			Storage - Unconditioned			15			DO8 v3.02			Com-Indoor-Exit			Ex			SUn			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESUnExCZ15			Com-Indoor-ExitSCESUnExCZ15			Com-Indoor-ExitSDGSUnExCZ15


			Storage - Unconditioned - 16			Storage - Unconditioned			16			DO8 v3.02			Com-Indoor-Exit			Ex			SUn			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGESUnExCZ16			Com-Indoor-ExitSCESUnExCZ16			Com-Indoor-ExitSDGSUnExCZ16


			Storage - Unconditioned - 17			Storage - Unconditioned			17			DO8 v3.02			Com-Indoor-Exit			Ex			SUn			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESUnExIOU			Com-Indoor-ExitSCESUnExIOU			Com-Indoor-ExitSDGSUnExIOU


			Transportation - Communication - Utilities - 01			Transportation - Communication - Utilities			01			DO8 v3.02			Com-Indoor-Exit			Ex			TCU			CZ01			Wtd			PGE			0.99			1.196			-0.007782			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGETCUExCZ01			Com-Indoor-ExitSCETCUExCZ01			Com-Indoor-ExitSDGTCUExCZ01


			Transportation - Communication - Utilities - 02			Transportation - Communication - Utilities			02			DO8 v3.02			Com-Indoor-Exit			Ex			TCU			CZ02			Wtd			PGE			1.024			1.29			-0.005402			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGETCUExCZ02			Com-Indoor-ExitSCETCUExCZ02			Com-Indoor-ExitSDGTCUExCZ02


			Transportation - Communication - Utilities - 03			Transportation - Communication - Utilities			03			DO8 v3.02			Com-Indoor-Exit			Ex			TCU			CZ03			Wtd			PGE			1.022			1.318			-0.00494			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGETCUExCZ03			Com-Indoor-ExitSCETCUExCZ03			Com-Indoor-ExitSDGTCUExCZ03


			Transportation - Communication - Utilities - 04			Transportation - Communication - Utilities			04			DO8 v3.02			Com-Indoor-Exit			Ex			TCU			CZ04			Wtd			PGE			1.046			1.274			-0.00424			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGETCUExCZ04			Com-Indoor-ExitSCETCUExCZ04			Com-Indoor-ExitSDGTCUExCZ04


			Transportation - Communication - Utilities - 05			Transportation - Communication - Utilities			05			DO8 v3.02			Com-Indoor-Exit			Ex			TCU			CZ05			Wtd			PGE			1.032			1.314			-0.00408			1			8760			SCE			1.052			1.38			-0.004338			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGETCUExCZ05			Com-Indoor-ExitSCETCUExCZ05			Com-Indoor-ExitSDGTCUExCZ05


			Transportation - Communication - Utilities - 06			Transportation - Communication - Utilities			06			DO8 v3.02			Com-Indoor-Exit			Ex			TCU			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.08			1.34			-0.002642			1			8760			SDG			1.076			1.33			-0.002248			1			8760									Com-Indoor-ExitPGETCUExCZ06			Com-Indoor-ExitSCETCUExCZ06			Com-Indoor-ExitSDGTCUExCZ06


			Transportation - Communication - Utilities - 07			Transportation - Communication - Utilities			07			DO8 v3.02			Com-Indoor-Exit			Ex			TCU			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.08			1.33			-0.001772			1			8760									Com-Indoor-ExitPGETCUExCZ07			Com-Indoor-ExitSCETCUExCZ07			Com-Indoor-ExitSDGTCUExCZ07


			Transportation - Communication - Utilities - 08			Transportation - Communication - Utilities			08			DO8 v3.02			Com-Indoor-Exit			Ex			TCU			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.098			1.368			-0.002278			1			8760			SDG			1.088			1.35			-0.001824			1			8760									Com-Indoor-ExitPGETCUExCZ08			Com-Indoor-ExitSCETCUExCZ08			Com-Indoor-ExitSDGTCUExCZ08


			Transportation - Communication - Utilities - 09			Transportation - Communication - Utilities			09			DO8 v3.02			Com-Indoor-Exit			Ex			TCU			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.102			1.36			-0.002478			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGETCUExCZ09			Com-Indoor-ExitSCETCUExCZ09			Com-Indoor-ExitSDGTCUExCZ09


			Transportation - Communication - Utilities - 10			Transportation - Communication - Utilities			10			DO8 v3.02			Com-Indoor-Exit			Ex			TCU			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.082			1.314			-0.002496			1			8760			SDG			1.088			1.312			-0.0021138			1			8760									Com-Indoor-ExitPGETCUExCZ10			Com-Indoor-ExitSCETCUExCZ10			Com-Indoor-ExitSDGTCUExCZ10


			Transportation - Communication - Utilities - 11			Transportation - Communication - Utilities			11			DO8 v3.02			Com-Indoor-Exit			Ex			TCU			CZ11			Wtd			PGE			1.024			1.274			-0.005802			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGETCUExCZ11			Com-Indoor-ExitSCETCUExCZ11			Com-Indoor-ExitSDGTCUExCZ11


			Transportation - Communication - Utilities - 12			Transportation - Communication - Utilities			12			DO8 v3.02			Com-Indoor-Exit			Ex			TCU			CZ12			Wtd			PGE			1.042			1.308			-0.004962			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGETCUExCZ12			Com-Indoor-ExitSCETCUExCZ12			Com-Indoor-ExitSDGTCUExCZ12


			Transportation - Communication - Utilities - 13			Transportation - Communication - Utilities			13			DO8 v3.02			Com-Indoor-Exit			Ex			TCU			CZ13			Wtd			PGE			1.056			1.286			-0.00412			1			8760			SCE			1.072			1.332			-0.00432			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGETCUExCZ13			Com-Indoor-ExitSCETCUExCZ13			Com-Indoor-ExitSDGTCUExCZ13


			Transportation - Communication - Utilities - 14			Transportation - Communication - Utilities			14			DO8 v3.02			Com-Indoor-Exit			Ex			TCU			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.06			1.32			-0.00466			1			8760			SDG			1.058			1.302			-0.0041			1			8760									Com-Indoor-ExitPGETCUExCZ14			Com-Indoor-ExitSCETCUExCZ14			Com-Indoor-ExitSDGTCUExCZ14


			Transportation - Communication - Utilities - 15			Transportation - Communication - Utilities			15			DO8 v3.02			Com-Indoor-Exit			Ex			TCU			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.134			1.318			-0.00152			1			8760			SDG			1.14			1.302			-0.0011678			1			8760									Com-Indoor-ExitPGETCUExCZ15			Com-Indoor-ExitSCETCUExCZ15			Com-Indoor-ExitSDGTCUExCZ15


			Transportation - Communication - Utilities - 16			Transportation - Communication - Utilities			16			DO8 v3.02			Com-Indoor-Exit			Ex			TCU			CZ16			Wtd			PGE			0.954			1.276			-0.00998			1			8760			SCE			0.968			1.3			-0.00986			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGETCUExCZ16			Com-Indoor-ExitSCETCUExCZ16			Com-Indoor-ExitSDGTCUExCZ16


			Transportation - Communication - Utilities - 17			Transportation - Communication - Utilities			17			DO8 v3.02			Com-Indoor-Exit			Ex			TCU			IOU			Wtd			PGE			1.034			1.294			-0.004806			1			8760			SCE			1.088			1.344			-0.002592			1			8760			SDG			1.082			1.326			-0.0018704			1			8760									Com-Indoor-ExitPGETCUExIOU			Com-Indoor-ExitSCETCUExIOU			Com-Indoor-ExitSDGTCUExIOU


			Warehouse - Refrigerated - 01			Warehouse - Refrigerated			01			DO8 v3.02			Com-Indoor-Exit			Ex			WRf			CZ01			Wtd			PGE			1.42			1.24			0			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEWRfExCZ01			Com-Indoor-ExitSCEWRfExCZ01			Com-Indoor-ExitSDGWRfExCZ01


			Warehouse - Refrigerated - 02			Warehouse - Refrigerated			02			DO8 v3.02			Com-Indoor-Exit			Ex			WRf			CZ02			Wtd			PGE			1.46			1.22			0			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEWRfExCZ02			Com-Indoor-ExitSCEWRfExCZ02			Com-Indoor-ExitSDGWRfExCZ02


			Warehouse - Refrigerated - 03			Warehouse - Refrigerated			03			DO8 v3.02			Com-Indoor-Exit			Ex			WRf			CZ03			Wtd			PGE			1.37			1.23			0			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEWRfExCZ03			Com-Indoor-ExitSCEWRfExCZ03			Com-Indoor-ExitSDGWRfExCZ03


			Warehouse - Refrigerated - 04			Warehouse - Refrigerated			04			DO8 v3.02			Com-Indoor-Exit			Ex			WRf			CZ04			Wtd			PGE			1.32			1.24			0			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEWRfExCZ04			Com-Indoor-ExitSCEWRfExCZ04			Com-Indoor-ExitSDGWRfExCZ04


			Warehouse - Refrigerated - 05			Warehouse - Refrigerated			05			DO8 v3.02			Com-Indoor-Exit			Ex			WRf			CZ05			Wtd			PGE			1.42			1.26			0			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEWRfExCZ05			Com-Indoor-ExitSCEWRfExCZ05			Com-Indoor-ExitSDGWRfExCZ05


			Warehouse - Refrigerated - 06			Warehouse - Refrigerated			06			DO8 v3.02			Com-Indoor-Exit			Ex			WRf			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.46			1.23			0			1			8760			SDG			1.44			1.23			0			1			8760									Com-Indoor-ExitPGEWRfExCZ06			Com-Indoor-ExitSCEWRfExCZ06			Com-Indoor-ExitSDGWRfExCZ06


			Warehouse - Refrigerated - 07			Warehouse - Refrigerated			07			DO8 v3.02			Com-Indoor-Exit			Ex			WRf			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.39			1.22			0			1			8760									Com-Indoor-ExitPGEWRfExCZ07			Com-Indoor-ExitSCEWRfExCZ07			Com-Indoor-ExitSDGWRfExCZ07


			Warehouse - Refrigerated - 08			Warehouse - Refrigerated			08			DO8 v3.02			Com-Indoor-Exit			Ex			WRf			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.34			1.4			0			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEWRfExCZ08			Com-Indoor-ExitSCEWRfExCZ08			Com-Indoor-ExitSDGWRfExCZ08


			Warehouse - Refrigerated - 09			Warehouse - Refrigerated			09			DO8 v3.02			Com-Indoor-Exit			Ex			WRf			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.39			1.24			0			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEWRfExCZ09			Com-Indoor-ExitSCEWRfExCZ09			Com-Indoor-ExitSDGWRfExCZ09


			Warehouse - Refrigerated - 10			Warehouse - Refrigerated			10			DO8 v3.02			Com-Indoor-Exit			Ex			WRf			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.46			1.24			0			1			8760			SDG			1.46			1.24			0			1			8760									Com-Indoor-ExitPGEWRfExCZ10			Com-Indoor-ExitSCEWRfExCZ10			Com-Indoor-ExitSDGWRfExCZ10


			Warehouse - Refrigerated - 11			Warehouse - Refrigerated			11			DO8 v3.02			Com-Indoor-Exit			Ex			WRf			CZ11			Wtd			PGE			1.4			1.23			-0.000189			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEWRfExCZ11			Com-Indoor-ExitSCEWRfExCZ11			Com-Indoor-ExitSDGWRfExCZ11


			Warehouse - Refrigerated - 12			Warehouse - Refrigerated			12			DO8 v3.02			Com-Indoor-Exit			Ex			WRf			CZ12			Wtd			PGE			1.34			1.26			0			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Com-Indoor-ExitPGEWRfExCZ12			Com-Indoor-ExitSCEWRfExCZ12			Com-Indoor-ExitSDGWRfExCZ12


			Warehouse - Refrigerated - 13			Warehouse - Refrigerated			13			DO8 v3.02			Com-Indoor-Exit			Ex			WRf			CZ13			Wtd			PGE			1.34			1.25			0			1			8760			SCE			1.32			1.25			0			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEWRfExCZ13			Com-Indoor-ExitSCEWRfExCZ13			Com-Indoor-ExitSDGWRfExCZ13


			Warehouse - Refrigerated - 14			Warehouse - Refrigerated			14			DO8 v3.02			Com-Indoor-Exit			Ex			WRf			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.39			1.23			0			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEWRfExCZ14			Com-Indoor-ExitSCEWRfExCZ14			Com-Indoor-ExitSDGWRfExCZ14


			Warehouse - Refrigerated - 15			Warehouse - Refrigerated			15			DO8 v3.02			Com-Indoor-Exit			Ex			WRf			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.42			1.23			0			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEWRfExCZ15			Com-Indoor-ExitSCEWRfExCZ15			Com-Indoor-ExitSDGWRfExCZ15


			Warehouse - Refrigerated - 16			Warehouse - Refrigerated			16			DO8 v3.02			Com-Indoor-Exit			Ex			WRf			CZ16			Wtd			PGE			1.38			1.21			-0.00043			1			8760			SCE			1.39			1.21			-0.00042			1			8760			SDG			0			0			0			0			0									Com-Indoor-ExitPGEWRfExCZ16			Com-Indoor-ExitSCEWRfExCZ16			Com-Indoor-ExitSDGWRfExCZ16


			Warehouse - Refrigerated - 17			Warehouse - Refrigerated			17			DO8 v3.02			Com-Indoor-Exit			Ex			WRf			IOU			Wtd			PGE			1.36			1.24			-0.00000834			1			8760			SCE			1.39			1.29			-0.00000135			1			8760			SDG			1.4			1.22			0			1			8760									Com-Indoor-ExitPGEWRfExIOU			Com-Indoor-ExitSCEWRfExIOU			Com-Indoor-ExitSDGWRfExIOU


			Commercial Weighted - 17			Commercial Weighted			17			DO8 v3.02			Com-Indoor-Exit			Ex			Com			IOU			Wtd			PGE			1.05			1.26			-0.0072			1			8760			SCE			1.11			1.32			-0.00394			1			8760			SDG			1.11			1.33			-0.00361			1			8760									Com-Indoor-ExitPGEComExIOU			Com-Indoor-ExitSCEComExIOU			Com-Indoor-ExitSDGComExIOU


			Exterior/None - Residential Mobile Home - Double-Wide - 01			Residential Mobile Home - Double-Wide			01			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ01			Wtd			PGE			1			1			0			0.049			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with CDF and hours from exit lighting.						Res-Indoor-CFLPGEDMoExCZ01			Res-Indoor-CFLSCEDMoExCZ01			Res-Indoor-CFLSDGDMoExCZ01


			Exterior/None - Residential Mobile Home - Double-Wide - 02			Residential Mobile Home - Double-Wide			02			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ02			Wtd			PGE			1			1			0			0.043			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ02			Res-Indoor-CFLSCEDMoExCZ02			Res-Indoor-CFLSDGDMoExCZ02


			Exterior/None - Residential Mobile Home - Double-Wide - 03			Residential Mobile Home - Double-Wide			03			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ03			Wtd			PGE			1			1			0			0.043			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ03			Res-Indoor-CFLSCEDMoExCZ03			Res-Indoor-CFLSDGDMoExCZ03


			Exterior/None - Residential Mobile Home - Double-Wide - 04			Residential Mobile Home - Double-Wide			04			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ04			Wtd			PGE			1			1			0			0.043			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ04			Res-Indoor-CFLSCEDMoExCZ04			Res-Indoor-CFLSDGDMoExCZ04


			Exterior/None - Residential Mobile Home - Double-Wide - 05			Residential Mobile Home - Double-Wide			05			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ05			Wtd			PGE			1			1			0			0.047			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ05			Res-Indoor-CFLSCEDMoExCZ05			Res-Indoor-CFLSDGDMoExCZ05


			Exterior/None - Residential Mobile Home - Double-Wide - 06			Residential Mobile Home - Double-Wide			06			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			8760			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ06			Res-Indoor-CFLSCEDMoExCZ06			Res-Indoor-CFLSDGDMoExCZ06


			Exterior/None - Residential Mobile Home - Double-Wide - 07			Residential Mobile Home - Double-Wide			07			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.047			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ07			Res-Indoor-CFLSCEDMoExCZ07			Res-Indoor-CFLSDGDMoExCZ07


			Exterior/None - Residential Mobile Home - Double-Wide - 08			Residential Mobile Home - Double-Wide			08			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.047			8760			SDG			1			1			0			0.047			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ08			Res-Indoor-CFLSCEDMoExCZ08			Res-Indoor-CFLSDGDMoExCZ08


			Exterior/None - Residential Mobile Home - Double-Wide - 09			Residential Mobile Home - Double-Wide			09			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.045			8760			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ09			Res-Indoor-CFLSCEDMoExCZ09			Res-Indoor-CFLSDGDMoExCZ09


			Exterior/None - Residential Mobile Home - Double-Wide - 10			Residential Mobile Home - Double-Wide			10			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			8760			SDG			1			1			0			0.043			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ10			Res-Indoor-CFLSCEDMoExCZ10			Res-Indoor-CFLSDGDMoExCZ10


			Exterior/None - Residential Mobile Home - Double-Wide - 11			Residential Mobile Home - Double-Wide			11			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ11			Wtd			PGE			1			1			0			0.044			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ11			Res-Indoor-CFLSCEDMoExCZ11			Res-Indoor-CFLSDGDMoExCZ11


			Exterior/None - Residential Mobile Home - Double-Wide - 12			Residential Mobile Home - Double-Wide			12			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ12			Wtd			PGE			1			1			0			0.045			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ12			Res-Indoor-CFLSCEDMoExCZ12			Res-Indoor-CFLSDGDMoExCZ12


			Exterior/None - Residential Mobile Home - Double-Wide - 13			Residential Mobile Home - Double-Wide			13			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ13			Wtd			PGE			1			1			0			0.045			8760			SCE			1			1			0			0.045			8760			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ13			Res-Indoor-CFLSCEDMoExCZ13			Res-Indoor-CFLSDGDMoExCZ13


			Exterior/None - Residential Mobile Home - Double-Wide - 14			Residential Mobile Home - Double-Wide			14			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			8760			SDG			1			1			0			0.043			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ14			Res-Indoor-CFLSCEDMoExCZ14			Res-Indoor-CFLSDGDMoExCZ14


			Exterior/None - Residential Mobile Home - Double-Wide - 15			Residential Mobile Home - Double-Wide			15			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.044			8760			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ15			Res-Indoor-CFLSCEDMoExCZ15			Res-Indoor-CFLSDGDMoExCZ15


			Exterior/None - Residential Mobile Home - Double-Wide - 16			Residential Mobile Home - Double-Wide			16			Exterior/None			Res-Indoor-CFL			Ex			DMo			CZ16			Wtd			PGE			1			1			0			0.045			8760			SCE			1			1			0			0.045			8760			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExCZ16			Res-Indoor-CFLSCEDMoExCZ16			Res-Indoor-CFLSDGDMoExCZ16


			Exterior/None - Residential Mobile Home - Double-Wide - 17			Residential Mobile Home - Double-Wide			17			Exterior/None			Res-Indoor-CFL			Ex			DMo			IOU			Wtd			PGE			1			1			0			0.0444			8760			SCE			1			1			0			0.0442			8760			SDG			1			1			0			0.0451			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEDMoExIOU			Res-Indoor-CFLSCEDMoExIOU			Res-Indoor-CFLSDGDMoExIOU


			Exterior/None - Residential Multi-Family - 01			Residential Multi-Family			01			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ01			Wtd			PGE			1			1			0			0.049			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ01			Res-Indoor-CFLSCEMFmExCZ01			Res-Indoor-CFLSDGMFmExCZ01


			Exterior/None - Residential Multi-Family - 02			Residential Multi-Family			02			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ02			Wtd			PGE			1			1			0			0.043			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ02			Res-Indoor-CFLSCEMFmExCZ02			Res-Indoor-CFLSDGMFmExCZ02


			Exterior/None - Residential Multi-Family - 03			Residential Multi-Family			03			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ03			Wtd			PGE			1			1			0			0.043			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ03			Res-Indoor-CFLSCEMFmExCZ03			Res-Indoor-CFLSDGMFmExCZ03


			Exterior/None - Residential Multi-Family - 04			Residential Multi-Family			04			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ04			Wtd			PGE			1			1			0			0.043			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ04			Res-Indoor-CFLSCEMFmExCZ04			Res-Indoor-CFLSDGMFmExCZ04


			Exterior/None - Residential Multi-Family - 05			Residential Multi-Family			05			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ05			Wtd			PGE			1			1			0			0.047			8760			SCE			1			1			0			0.047			8760			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ05			Res-Indoor-CFLSCEMFmExCZ05			Res-Indoor-CFLSDGMFmExCZ05


			Exterior/None - Residential Multi-Family - 06			Residential Multi-Family			06			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			8760			SDG			1			1			0			0.043			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ06			Res-Indoor-CFLSCEMFmExCZ06			Res-Indoor-CFLSDGMFmExCZ06


			Exterior/None - Residential Multi-Family - 07			Residential Multi-Family			07			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.047			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ07			Res-Indoor-CFLSCEMFmExCZ07			Res-Indoor-CFLSDGMFmExCZ07


			Exterior/None - Residential Multi-Family - 08			Residential Multi-Family			08			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.047			8760			SDG			1			1			0			0.047			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ08			Res-Indoor-CFLSCEMFmExCZ08			Res-Indoor-CFLSDGMFmExCZ08


			Exterior/None - Residential Multi-Family - 09			Residential Multi-Family			09			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.045			8760			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ09			Res-Indoor-CFLSCEMFmExCZ09			Res-Indoor-CFLSDGMFmExCZ09


			Exterior/None - Residential Multi-Family - 10			Residential Multi-Family			10			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			8760			SDG			1			1			0			0.043			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ10			Res-Indoor-CFLSCEMFmExCZ10			Res-Indoor-CFLSDGMFmExCZ10


			Exterior/None - Residential Multi-Family - 11			Residential Multi-Family			11			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ11			Wtd			PGE			1			1			0			0.044			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ11			Res-Indoor-CFLSCEMFmExCZ11			Res-Indoor-CFLSDGMFmExCZ11


			Exterior/None - Residential Multi-Family - 12			Residential Multi-Family			12			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ12			Wtd			PGE			1			1			0			0.045			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ12			Res-Indoor-CFLSCEMFmExCZ12			Res-Indoor-CFLSDGMFmExCZ12


			Exterior/None - Residential Multi-Family - 13			Residential Multi-Family			13			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ13			Wtd			PGE			1			1			0			0.045			8760			SCE			1			1			0			0.045			8760			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ13			Res-Indoor-CFLSCEMFmExCZ13			Res-Indoor-CFLSDGMFmExCZ13


			Exterior/None - Residential Multi-Family - 14			Residential Multi-Family			14			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			8760			SDG			1			1			0			0.043			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ14			Res-Indoor-CFLSCEMFmExCZ14			Res-Indoor-CFLSDGMFmExCZ14


			Exterior/None - Residential Multi-Family - 15			Residential Multi-Family			15			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.044			8760			SDG			1			1			0			0.044			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ15			Res-Indoor-CFLSCEMFmExCZ15			Res-Indoor-CFLSDGMFmExCZ15


			Exterior/None - Residential Multi-Family - 16			Residential Multi-Family			16			Exterior/None			Res-Indoor-CFL			Ex			MFm			CZ16			Wtd			PGE			1			1			0			0.045			8760			SCE			1			1			0			0.045			8760			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExCZ16			Res-Indoor-CFLSCEMFmExCZ16			Res-Indoor-CFLSDGMFmExCZ16


			Exterior/None - Residential Multi-Family - 17			Residential Multi-Family			17			Exterior/None			Res-Indoor-CFL			Ex			MFm			IOU			Wtd			PGE			1			1			0			0.0437			8760			SCE			1			1			0			0.0446			8760			SDG			1			1			0			0.046			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEMFmExIOU			Res-Indoor-CFLSCEMFmExIOU			Res-Indoor-CFLSDGMFmExIOU


			Exterior/None - Residential Single Family - 01			Residential Single Family			01			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ01			Wtd			PGE			1			1			0			0.049			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ01			Res-Indoor-CFLSCESFmExCZ01			Res-Indoor-CFLSDGSFmExCZ01


			Exterior/None - Residential Single Family - 02			Residential Single Family			02			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ02			Wtd			PGE			1			1			0			0.043			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ02			Res-Indoor-CFLSCESFmExCZ02			Res-Indoor-CFLSDGSFmExCZ02


			Exterior/None - Residential Single Family - 03			Residential Single Family			03			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ03			Wtd			PGE			1			1			0			0.043			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ03			Res-Indoor-CFLSCESFmExCZ03			Res-Indoor-CFLSDGSFmExCZ03


			Exterior/None - Residential Single Family - 04			Residential Single Family			04			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ04			Wtd			PGE			1			1			0			0.043			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ04			Res-Indoor-CFLSCESFmExCZ04			Res-Indoor-CFLSDGSFmExCZ04


			Exterior/None - Residential Single Family - 05			Residential Single Family			05			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ05			Wtd			PGE			1			1			0			0.047			8760			SCE			1			1			0			0.047			8760			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ05			Res-Indoor-CFLSCESFmExCZ05			Res-Indoor-CFLSDGSFmExCZ05


			Exterior/None - Residential Single Family - 06			Residential Single Family			06			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			8760			SDG			1			1			0			0.043			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ06			Res-Indoor-CFLSCESFmExCZ06			Res-Indoor-CFLSDGSFmExCZ06


			Exterior/None - Residential Single Family - 07			Residential Single Family			07			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			0.047			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ07			Res-Indoor-CFLSCESFmExCZ07			Res-Indoor-CFLSDGSFmExCZ07


			Exterior/None - Residential Single Family - 08			Residential Single Family			08			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.047			8760			SDG			1			1			0			0.047			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ08			Res-Indoor-CFLSCESFmExCZ08			Res-Indoor-CFLSDGSFmExCZ08


			Exterior/None - Residential Single Family - 09			Residential Single Family			09			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.045			8760			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ09			Res-Indoor-CFLSCESFmExCZ09			Res-Indoor-CFLSDGSFmExCZ09


			Exterior/None - Residential Single Family - 10			Residential Single Family			10			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			8760			SDG			1			1			0			0.043			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ10			Res-Indoor-CFLSCESFmExCZ10			Res-Indoor-CFLSDGSFmExCZ10


			Exterior/None - Residential Single Family - 11			Residential Single Family			11			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ11			Wtd			PGE			1			1			0			0.044			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ11			Res-Indoor-CFLSCESFmExCZ11			Res-Indoor-CFLSDGSFmExCZ11


			Exterior/None - Residential Single Family - 12			Residential Single Family			12			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ12			Wtd			PGE			1			1			0			0.045			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ12			Res-Indoor-CFLSCESFmExCZ12			Res-Indoor-CFLSDGSFmExCZ12


			Exterior/None - Residential Single Family - 13			Residential Single Family			13			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ13			Wtd			PGE			1			1			0			0.045			8760			SCE			1			1			0			0.045			8760			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ13			Res-Indoor-CFLSCESFmExCZ13			Res-Indoor-CFLSDGSFmExCZ13


			Exterior/None - Residential Single Family - 14			Residential Single Family			14			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.043			8760			SDG			1			1			0			0.043			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ14			Res-Indoor-CFLSCESFmExCZ14			Res-Indoor-CFLSDGSFmExCZ14


			Exterior/None - Residential Single Family - 15			Residential Single Family			15			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0.044			8760			SDG			1			1			0			0.044			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ15			Res-Indoor-CFLSCESFmExCZ15			Res-Indoor-CFLSDGSFmExCZ15


			Exterior/None - Residential Single Family - 16			Residential Single Family			16			Exterior/None			Res-Indoor-CFL			Ex			SFm			CZ16			Wtd			PGE			1			1			0			0.045			8760			SCE			1			1			0			0.045			8760			SDG			1			1			0			0			0			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExCZ16			Res-Indoor-CFLSCESFmExCZ16			Res-Indoor-CFLSDGSFmExCZ16


			Exterior/None - Residential Single Family - 17			Residential Single Family			17			Exterior/None			Res-Indoor-CFL			Ex			SFm			IOU			Wtd			PGE			1			1			0			0.0441			8760			SCE			1			1			0			0.0445			8760			SDG			1			1			0			0.0454			8760			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGESFmExIOU			Res-Indoor-CFLSCESFmExIOU			Res-Indoor-CFLSDGSFmExIOU


			Exterior/None - Residential Weighted - 17			Residential Weighted			17			Exterior/None			Res-Indoor-CFL			Ex			Res			IOU			Wtd			PGE			1			1			0			0.044			541			SCE			1			1			0			0.0445			541			SDG			1			1			0			0.0456			541			Residential CFL Interactieve Effects were used with exit lighting hours.						Res-Indoor-CFLPGEResExIOU			Res-Indoor-CFLSCEResExIOU			Res-Indoor-CFLSDGResExIOU


			Exterior/None - Agricultural - 01			Agricultural			01			Exterior/None			Com-Indoor-Exit			Ex			Agr			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAgrExCZ01			Com-Indoor-ExitSCEAgrExCZ01			Com-Indoor-ExitSDGAgrExCZ01


			Exterior/None - Agricultural - 02			Agricultural			02			Exterior/None			Com-Indoor-Exit			Ex			Agr			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAgrExCZ02			Com-Indoor-ExitSCEAgrExCZ02			Com-Indoor-ExitSDGAgrExCZ02


			Exterior/None - Agricultural - 03			Agricultural			03			Exterior/None			Com-Indoor-Exit			Ex			Agr			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAgrExCZ03			Com-Indoor-ExitSCEAgrExCZ03			Com-Indoor-ExitSDGAgrExCZ03


			Exterior/None - Agricultural - 04			Agricultural			04			Exterior/None			Com-Indoor-Exit			Ex			Agr			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAgrExCZ04			Com-Indoor-ExitSCEAgrExCZ04			Com-Indoor-ExitSDGAgrExCZ04


			Exterior/None - Agricultural - 05			Agricultural			05			Exterior/None			Com-Indoor-Exit			Ex			Agr			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAgrExCZ05			Com-Indoor-ExitSCEAgrExCZ05			Com-Indoor-ExitSDGAgrExCZ05


			Exterior/None - Agricultural - 06			Agricultural			06			Exterior/None			Com-Indoor-Exit			Ex			Agr			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEAgrExCZ06			Com-Indoor-ExitSCEAgrExCZ06			Com-Indoor-ExitSDGAgrExCZ06


			Exterior/None - Agricultural - 07			Agricultural			07			Exterior/None			Com-Indoor-Exit			Ex			Agr			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEAgrExCZ07			Com-Indoor-ExitSCEAgrExCZ07			Com-Indoor-ExitSDGAgrExCZ07


			Exterior/None - Agricultural - 08			Agricultural			08			Exterior/None			Com-Indoor-Exit			Ex			Agr			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEAgrExCZ08			Com-Indoor-ExitSCEAgrExCZ08			Com-Indoor-ExitSDGAgrExCZ08


			Exterior/None - Agricultural - 09			Agricultural			09			Exterior/None			Com-Indoor-Exit			Ex			Agr			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAgrExCZ09			Com-Indoor-ExitSCEAgrExCZ09			Com-Indoor-ExitSDGAgrExCZ09


			Exterior/None - Agricultural - 10			Agricultural			10			Exterior/None			Com-Indoor-Exit			Ex			Agr			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEAgrExCZ10			Com-Indoor-ExitSCEAgrExCZ10			Com-Indoor-ExitSDGAgrExCZ10


			Exterior/None - Agricultural - 11			Agricultural			11			Exterior/None			Com-Indoor-Exit			Ex			Agr			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAgrExCZ11			Com-Indoor-ExitSCEAgrExCZ11			Com-Indoor-ExitSDGAgrExCZ11


			Exterior/None - Agricultural - 12			Agricultural			12			Exterior/None			Com-Indoor-Exit			Ex			Agr			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAgrExCZ12			Com-Indoor-ExitSCEAgrExCZ12			Com-Indoor-ExitSDGAgrExCZ12


			Exterior/None - Agricultural - 13			Agricultural			13			Exterior/None			Com-Indoor-Exit			Ex			Agr			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAgrExCZ13			Com-Indoor-ExitSCEAgrExCZ13			Com-Indoor-ExitSDGAgrExCZ13


			Exterior/None - Agricultural - 14			Agricultural			14			Exterior/None			Com-Indoor-Exit			Ex			Agr			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEAgrExCZ14			Com-Indoor-ExitSCEAgrExCZ14			Com-Indoor-ExitSDGAgrExCZ14


			Exterior/None - Agricultural - 15			Agricultural			15			Exterior/None			Com-Indoor-Exit			Ex			Agr			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEAgrExCZ15			Com-Indoor-ExitSCEAgrExCZ15			Com-Indoor-ExitSDGAgrExCZ15


			Exterior/None - Agricultural - 16			Agricultural			16			Exterior/None			Com-Indoor-Exit			Ex			Agr			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAgrExCZ16			Com-Indoor-ExitSCEAgrExCZ16			Com-Indoor-ExitSDGAgrExCZ16


			Exterior/None - Agricultural - 17			Agricultural			17			Exterior/None			Com-Indoor-Exit			Ex			Agr			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEAgrExIOU			Com-Indoor-ExitSCEAgrExIOU			Com-Indoor-ExitSDGAgrExIOU


			Exterior/None - Assembly - 01			Assembly			01			Exterior/None			Com-Indoor-Exit			Ex			Asm			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAsmExCZ01			Com-Indoor-ExitSCEAsmExCZ01			Com-Indoor-ExitSDGAsmExCZ01


			Exterior/None - Assembly - 02			Assembly			02			Exterior/None			Com-Indoor-Exit			Ex			Asm			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAsmExCZ02			Com-Indoor-ExitSCEAsmExCZ02			Com-Indoor-ExitSDGAsmExCZ02


			Exterior/None - Assembly - 03			Assembly			03			Exterior/None			Com-Indoor-Exit			Ex			Asm			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAsmExCZ03			Com-Indoor-ExitSCEAsmExCZ03			Com-Indoor-ExitSDGAsmExCZ03


			Exterior/None - Assembly - 04			Assembly			04			Exterior/None			Com-Indoor-Exit			Ex			Asm			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAsmExCZ04			Com-Indoor-ExitSCEAsmExCZ04			Com-Indoor-ExitSDGAsmExCZ04


			Exterior/None - Assembly - 05			Assembly			05			Exterior/None			Com-Indoor-Exit			Ex			Asm			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAsmExCZ05			Com-Indoor-ExitSCEAsmExCZ05			Com-Indoor-ExitSDGAsmExCZ05


			Exterior/None - Assembly - 06			Assembly			06			Exterior/None			Com-Indoor-Exit			Ex			Asm			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEAsmExCZ06			Com-Indoor-ExitSCEAsmExCZ06			Com-Indoor-ExitSDGAsmExCZ06


			Exterior/None - Assembly - 07			Assembly			07			Exterior/None			Com-Indoor-Exit			Ex			Asm			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEAsmExCZ07			Com-Indoor-ExitSCEAsmExCZ07			Com-Indoor-ExitSDGAsmExCZ07


			Exterior/None - Assembly - 08			Assembly			08			Exterior/None			Com-Indoor-Exit			Ex			Asm			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEAsmExCZ08			Com-Indoor-ExitSCEAsmExCZ08			Com-Indoor-ExitSDGAsmExCZ08


			Exterior/None - Assembly - 09			Assembly			09			Exterior/None			Com-Indoor-Exit			Ex			Asm			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAsmExCZ09			Com-Indoor-ExitSCEAsmExCZ09			Com-Indoor-ExitSDGAsmExCZ09


			Exterior/None - Assembly - 10			Assembly			10			Exterior/None			Com-Indoor-Exit			Ex			Asm			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEAsmExCZ10			Com-Indoor-ExitSCEAsmExCZ10			Com-Indoor-ExitSDGAsmExCZ10


			Exterior/None - Assembly - 11			Assembly			11			Exterior/None			Com-Indoor-Exit			Ex			Asm			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAsmExCZ11			Com-Indoor-ExitSCEAsmExCZ11			Com-Indoor-ExitSDGAsmExCZ11


			Exterior/None - Assembly - 12			Assembly			12			Exterior/None			Com-Indoor-Exit			Ex			Asm			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAsmExCZ12			Com-Indoor-ExitSCEAsmExCZ12			Com-Indoor-ExitSDGAsmExCZ12


			Exterior/None - Assembly - 13			Assembly			13			Exterior/None			Com-Indoor-Exit			Ex			Asm			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAsmExCZ13			Com-Indoor-ExitSCEAsmExCZ13			Com-Indoor-ExitSDGAsmExCZ13


			Exterior/None - Assembly - 14			Assembly			14			Exterior/None			Com-Indoor-Exit			Ex			Asm			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEAsmExCZ14			Com-Indoor-ExitSCEAsmExCZ14			Com-Indoor-ExitSDGAsmExCZ14


			Exterior/None - Assembly - 15			Assembly			15			Exterior/None			Com-Indoor-Exit			Ex			Asm			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEAsmExCZ15			Com-Indoor-ExitSCEAsmExCZ15			Com-Indoor-ExitSDGAsmExCZ15


			Exterior/None - Assembly - 16			Assembly			16			Exterior/None			Com-Indoor-Exit			Ex			Asm			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEAsmExCZ16			Com-Indoor-ExitSCEAsmExCZ16			Com-Indoor-ExitSDGAsmExCZ16


			Exterior/None - Assembly - 17			Assembly			17			Exterior/None			Com-Indoor-Exit			Ex			Asm			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEAsmExIOU			Com-Indoor-ExitSCEAsmExIOU			Com-Indoor-ExitSDGAsmExIOU


			Exterior/None - Education - Community College - 01			Education - Community College			01			Exterior/None			Com-Indoor-Exit			Ex			ECC			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEECCExCZ01			Com-Indoor-ExitSCEECCExCZ01			Com-Indoor-ExitSDGECCExCZ01


			Exterior/None - Education - Community College - 02			Education - Community College			02			Exterior/None			Com-Indoor-Exit			Ex			ECC			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEECCExCZ02			Com-Indoor-ExitSCEECCExCZ02			Com-Indoor-ExitSDGECCExCZ02


			Exterior/None - Education - Community College - 03			Education - Community College			03			Exterior/None			Com-Indoor-Exit			Ex			ECC			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEECCExCZ03			Com-Indoor-ExitSCEECCExCZ03			Com-Indoor-ExitSDGECCExCZ03


			Exterior/None - Education - Community College - 04			Education - Community College			04			Exterior/None			Com-Indoor-Exit			Ex			ECC			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEECCExCZ04			Com-Indoor-ExitSCEECCExCZ04			Com-Indoor-ExitSDGECCExCZ04


			Exterior/None - Education - Community College - 05			Education - Community College			05			Exterior/None			Com-Indoor-Exit			Ex			ECC			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEECCExCZ05			Com-Indoor-ExitSCEECCExCZ05			Com-Indoor-ExitSDGECCExCZ05


			Exterior/None - Education - Community College - 06			Education - Community College			06			Exterior/None			Com-Indoor-Exit			Ex			ECC			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEECCExCZ06			Com-Indoor-ExitSCEECCExCZ06			Com-Indoor-ExitSDGECCExCZ06


			Exterior/None - Education - Community College - 07			Education - Community College			07			Exterior/None			Com-Indoor-Exit			Ex			ECC			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEECCExCZ07			Com-Indoor-ExitSCEECCExCZ07			Com-Indoor-ExitSDGECCExCZ07


			Exterior/None - Education - Community College - 08			Education - Community College			08			Exterior/None			Com-Indoor-Exit			Ex			ECC			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEECCExCZ08			Com-Indoor-ExitSCEECCExCZ08			Com-Indoor-ExitSDGECCExCZ08


			Exterior/None - Education - Community College - 09			Education - Community College			09			Exterior/None			Com-Indoor-Exit			Ex			ECC			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEECCExCZ09			Com-Indoor-ExitSCEECCExCZ09			Com-Indoor-ExitSDGECCExCZ09


			Exterior/None - Education - Community College - 10			Education - Community College			10			Exterior/None			Com-Indoor-Exit			Ex			ECC			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEECCExCZ10			Com-Indoor-ExitSCEECCExCZ10			Com-Indoor-ExitSDGECCExCZ10


			Exterior/None - Education - Community College - 11			Education - Community College			11			Exterior/None			Com-Indoor-Exit			Ex			ECC			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEECCExCZ11			Com-Indoor-ExitSCEECCExCZ11			Com-Indoor-ExitSDGECCExCZ11


			Exterior/None - Education - Community College - 12			Education - Community College			12			Exterior/None			Com-Indoor-Exit			Ex			ECC			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEECCExCZ12			Com-Indoor-ExitSCEECCExCZ12			Com-Indoor-ExitSDGECCExCZ12


			Exterior/None - Education - Community College - 13			Education - Community College			13			Exterior/None			Com-Indoor-Exit			Ex			ECC			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEECCExCZ13			Com-Indoor-ExitSCEECCExCZ13			Com-Indoor-ExitSDGECCExCZ13


			Exterior/None - Education - Community College - 14			Education - Community College			14			Exterior/None			Com-Indoor-Exit			Ex			ECC			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEECCExCZ14			Com-Indoor-ExitSCEECCExCZ14			Com-Indoor-ExitSDGECCExCZ14


			Exterior/None - Education - Community College - 15			Education - Community College			15			Exterior/None			Com-Indoor-Exit			Ex			ECC			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEECCExCZ15			Com-Indoor-ExitSCEECCExCZ15			Com-Indoor-ExitSDGECCExCZ15


			Exterior/None - Education - Community College - 16			Education - Community College			16			Exterior/None			Com-Indoor-Exit			Ex			ECC			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEECCExCZ16			Com-Indoor-ExitSCEECCExCZ16			Com-Indoor-ExitSDGECCExCZ16


			Exterior/None - Education - Community College - 17			Education - Community College			17			Exterior/None			Com-Indoor-Exit			Ex			ECC			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEECCExIOU			Com-Indoor-ExitSCEECCExIOU			Com-Indoor-ExitSDGECCExIOU


			Exterior/None - Education - Primary School - 01			Education - Primary School			01			Exterior/None			Com-Indoor-Exit			Ex			EPr			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEPrExCZ01			Com-Indoor-ExitSCEEPrExCZ01			Com-Indoor-ExitSDGEPrExCZ01


			Exterior/None - Education - Primary School - 02			Education - Primary School			02			Exterior/None			Com-Indoor-Exit			Ex			EPr			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEPrExCZ02			Com-Indoor-ExitSCEEPrExCZ02			Com-Indoor-ExitSDGEPrExCZ02


			Exterior/None - Education - Primary School - 03			Education - Primary School			03			Exterior/None			Com-Indoor-Exit			Ex			EPr			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEPrExCZ03			Com-Indoor-ExitSCEEPrExCZ03			Com-Indoor-ExitSDGEPrExCZ03


			Exterior/None - Education - Primary School - 04			Education - Primary School			04			Exterior/None			Com-Indoor-Exit			Ex			EPr			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEPrExCZ04			Com-Indoor-ExitSCEEPrExCZ04			Com-Indoor-ExitSDGEPrExCZ04


			Exterior/None - Education - Primary School - 05			Education - Primary School			05			Exterior/None			Com-Indoor-Exit			Ex			EPr			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEPrExCZ05			Com-Indoor-ExitSCEEPrExCZ05			Com-Indoor-ExitSDGEPrExCZ05


			Exterior/None - Education - Primary School - 06			Education - Primary School			06			Exterior/None			Com-Indoor-Exit			Ex			EPr			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEEPrExCZ06			Com-Indoor-ExitSCEEPrExCZ06			Com-Indoor-ExitSDGEPrExCZ06


			Exterior/None - Education - Primary School - 07			Education - Primary School			07			Exterior/None			Com-Indoor-Exit			Ex			EPr			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEEPrExCZ07			Com-Indoor-ExitSCEEPrExCZ07			Com-Indoor-ExitSDGEPrExCZ07


			Exterior/None - Education - Primary School - 08			Education - Primary School			08			Exterior/None			Com-Indoor-Exit			Ex			EPr			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEEPrExCZ08			Com-Indoor-ExitSCEEPrExCZ08			Com-Indoor-ExitSDGEPrExCZ08


			Exterior/None - Education - Primary School - 09			Education - Primary School			09			Exterior/None			Com-Indoor-Exit			Ex			EPr			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEPrExCZ09			Com-Indoor-ExitSCEEPrExCZ09			Com-Indoor-ExitSDGEPrExCZ09


			Exterior/None - Education - Primary School - 10			Education - Primary School			10			Exterior/None			Com-Indoor-Exit			Ex			EPr			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEEPrExCZ10			Com-Indoor-ExitSCEEPrExCZ10			Com-Indoor-ExitSDGEPrExCZ10


			Exterior/None - Education - Primary School - 11			Education - Primary School			11			Exterior/None			Com-Indoor-Exit			Ex			EPr			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEPrExCZ11			Com-Indoor-ExitSCEEPrExCZ11			Com-Indoor-ExitSDGEPrExCZ11


			Exterior/None - Education - Primary School - 12			Education - Primary School			12			Exterior/None			Com-Indoor-Exit			Ex			EPr			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEPrExCZ12			Com-Indoor-ExitSCEEPrExCZ12			Com-Indoor-ExitSDGEPrExCZ12


			Exterior/None - Education - Primary School - 13			Education - Primary School			13			Exterior/None			Com-Indoor-Exit			Ex			EPr			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEPrExCZ13			Com-Indoor-ExitSCEEPrExCZ13			Com-Indoor-ExitSDGEPrExCZ13


			Exterior/None - Education - Primary School - 14			Education - Primary School			14			Exterior/None			Com-Indoor-Exit			Ex			EPr			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEEPrExCZ14			Com-Indoor-ExitSCEEPrExCZ14			Com-Indoor-ExitSDGEPrExCZ14


			Exterior/None - Education - Primary School - 15			Education - Primary School			15			Exterior/None			Com-Indoor-Exit			Ex			EPr			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEEPrExCZ15			Com-Indoor-ExitSCEEPrExCZ15			Com-Indoor-ExitSDGEPrExCZ15


			Exterior/None - Education - Primary School - 16			Education - Primary School			16			Exterior/None			Com-Indoor-Exit			Ex			EPr			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEPrExCZ16			Com-Indoor-ExitSCEEPrExCZ16			Com-Indoor-ExitSDGEPrExCZ16


			Exterior/None - Education - Primary School - 17			Education - Primary School			17			Exterior/None			Com-Indoor-Exit			Ex			EPr			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEEPrExIOU			Com-Indoor-ExitSCEEPrExIOU			Com-Indoor-ExitSDGEPrExIOU


			Exterior/None - Education - Relocatable Classroom - 01			Education - Relocatable Classroom			01			Exterior/None			Com-Indoor-Exit			Ex			ERC			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEERCExCZ01			Com-Indoor-ExitSCEERCExCZ01			Com-Indoor-ExitSDGERCExCZ01


			Exterior/None - Education - Relocatable Classroom - 02			Education - Relocatable Classroom			02			Exterior/None			Com-Indoor-Exit			Ex			ERC			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEERCExCZ02			Com-Indoor-ExitSCEERCExCZ02			Com-Indoor-ExitSDGERCExCZ02


			Exterior/None - Education - Relocatable Classroom - 03			Education - Relocatable Classroom			03			Exterior/None			Com-Indoor-Exit			Ex			ERC			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEERCExCZ03			Com-Indoor-ExitSCEERCExCZ03			Com-Indoor-ExitSDGERCExCZ03


			Exterior/None - Education - Relocatable Classroom - 04			Education - Relocatable Classroom			04			Exterior/None			Com-Indoor-Exit			Ex			ERC			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEERCExCZ04			Com-Indoor-ExitSCEERCExCZ04			Com-Indoor-ExitSDGERCExCZ04


			Exterior/None - Education - Relocatable Classroom - 05			Education - Relocatable Classroom			05			Exterior/None			Com-Indoor-Exit			Ex			ERC			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEERCExCZ05			Com-Indoor-ExitSCEERCExCZ05			Com-Indoor-ExitSDGERCExCZ05


			Exterior/None - Education - Relocatable Classroom - 06			Education - Relocatable Classroom			06			Exterior/None			Com-Indoor-Exit			Ex			ERC			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEERCExCZ06			Com-Indoor-ExitSCEERCExCZ06			Com-Indoor-ExitSDGERCExCZ06


			Exterior/None - Education - Relocatable Classroom - 07			Education - Relocatable Classroom			07			Exterior/None			Com-Indoor-Exit			Ex			ERC			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEERCExCZ07			Com-Indoor-ExitSCEERCExCZ07			Com-Indoor-ExitSDGERCExCZ07


			Exterior/None - Education - Relocatable Classroom - 08			Education - Relocatable Classroom			08			Exterior/None			Com-Indoor-Exit			Ex			ERC			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEERCExCZ08			Com-Indoor-ExitSCEERCExCZ08			Com-Indoor-ExitSDGERCExCZ08


			Exterior/None - Education - Relocatable Classroom - 09			Education - Relocatable Classroom			09			Exterior/None			Com-Indoor-Exit			Ex			ERC			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEERCExCZ09			Com-Indoor-ExitSCEERCExCZ09			Com-Indoor-ExitSDGERCExCZ09


			Exterior/None - Education - Relocatable Classroom - 10			Education - Relocatable Classroom			10			Exterior/None			Com-Indoor-Exit			Ex			ERC			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEERCExCZ10			Com-Indoor-ExitSCEERCExCZ10			Com-Indoor-ExitSDGERCExCZ10


			Exterior/None - Education - Relocatable Classroom - 11			Education - Relocatable Classroom			11			Exterior/None			Com-Indoor-Exit			Ex			ERC			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEERCExCZ11			Com-Indoor-ExitSCEERCExCZ11			Com-Indoor-ExitSDGERCExCZ11


			Exterior/None - Education - Relocatable Classroom - 12			Education - Relocatable Classroom			12			Exterior/None			Com-Indoor-Exit			Ex			ERC			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEERCExCZ12			Com-Indoor-ExitSCEERCExCZ12			Com-Indoor-ExitSDGERCExCZ12


			Exterior/None - Education - Relocatable Classroom - 13			Education - Relocatable Classroom			13			Exterior/None			Com-Indoor-Exit			Ex			ERC			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEERCExCZ13			Com-Indoor-ExitSCEERCExCZ13			Com-Indoor-ExitSDGERCExCZ13


			Exterior/None - Education - Relocatable Classroom - 14			Education - Relocatable Classroom			14			Exterior/None			Com-Indoor-Exit			Ex			ERC			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEERCExCZ14			Com-Indoor-ExitSCEERCExCZ14			Com-Indoor-ExitSDGERCExCZ14


			Exterior/None - Education - Relocatable Classroom - 15			Education - Relocatable Classroom			15			Exterior/None			Com-Indoor-Exit			Ex			ERC			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEERCExCZ15			Com-Indoor-ExitSCEERCExCZ15			Com-Indoor-ExitSDGERCExCZ15


			Exterior/None - Education - Relocatable Classroom - 16			Education - Relocatable Classroom			16			Exterior/None			Com-Indoor-Exit			Ex			ERC			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEERCExCZ16			Com-Indoor-ExitSCEERCExCZ16			Com-Indoor-ExitSDGERCExCZ16


			Exterior/None - Education - Relocatable Classroom - 17			Education - Relocatable Classroom			17			Exterior/None			Com-Indoor-Exit			Ex			ERC			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEERCExIOU			Com-Indoor-ExitSCEERCExIOU			Com-Indoor-ExitSDGERCExIOU


			Exterior/None - Education - Secondary School - 01			Education - Secondary School			01			Exterior/None			Com-Indoor-Exit			Ex			ESe			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEESeExCZ01			Com-Indoor-ExitSCEESeExCZ01			Com-Indoor-ExitSDGESeExCZ01


			Exterior/None - Education - Secondary School - 02			Education - Secondary School			02			Exterior/None			Com-Indoor-Exit			Ex			ESe			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEESeExCZ02			Com-Indoor-ExitSCEESeExCZ02			Com-Indoor-ExitSDGESeExCZ02


			Exterior/None - Education - Secondary School - 03			Education - Secondary School			03			Exterior/None			Com-Indoor-Exit			Ex			ESe			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEESeExCZ03			Com-Indoor-ExitSCEESeExCZ03			Com-Indoor-ExitSDGESeExCZ03


			Exterior/None - Education - Secondary School - 04			Education - Secondary School			04			Exterior/None			Com-Indoor-Exit			Ex			ESe			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEESeExCZ04			Com-Indoor-ExitSCEESeExCZ04			Com-Indoor-ExitSDGESeExCZ04


			Exterior/None - Education - Secondary School - 05			Education - Secondary School			05			Exterior/None			Com-Indoor-Exit			Ex			ESe			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEESeExCZ05			Com-Indoor-ExitSCEESeExCZ05			Com-Indoor-ExitSDGESeExCZ05


			Exterior/None - Education - Secondary School - 06			Education - Secondary School			06			Exterior/None			Com-Indoor-Exit			Ex			ESe			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEESeExCZ06			Com-Indoor-ExitSCEESeExCZ06			Com-Indoor-ExitSDGESeExCZ06


			Exterior/None - Education - Secondary School - 07			Education - Secondary School			07			Exterior/None			Com-Indoor-Exit			Ex			ESe			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEESeExCZ07			Com-Indoor-ExitSCEESeExCZ07			Com-Indoor-ExitSDGESeExCZ07


			Exterior/None - Education - Secondary School - 08			Education - Secondary School			08			Exterior/None			Com-Indoor-Exit			Ex			ESe			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEESeExCZ08			Com-Indoor-ExitSCEESeExCZ08			Com-Indoor-ExitSDGESeExCZ08


			Exterior/None - Education - Secondary School - 09			Education - Secondary School			09			Exterior/None			Com-Indoor-Exit			Ex			ESe			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEESeExCZ09			Com-Indoor-ExitSCEESeExCZ09			Com-Indoor-ExitSDGESeExCZ09


			Exterior/None - Education - Secondary School - 10			Education - Secondary School			10			Exterior/None			Com-Indoor-Exit			Ex			ESe			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEESeExCZ10			Com-Indoor-ExitSCEESeExCZ10			Com-Indoor-ExitSDGESeExCZ10


			Exterior/None - Education - Secondary School - 11			Education - Secondary School			11			Exterior/None			Com-Indoor-Exit			Ex			ESe			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEESeExCZ11			Com-Indoor-ExitSCEESeExCZ11			Com-Indoor-ExitSDGESeExCZ11


			Exterior/None - Education - Secondary School - 12			Education - Secondary School			12			Exterior/None			Com-Indoor-Exit			Ex			ESe			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEESeExCZ12			Com-Indoor-ExitSCEESeExCZ12			Com-Indoor-ExitSDGESeExCZ12


			Exterior/None - Education - Secondary School - 13			Education - Secondary School			13			Exterior/None			Com-Indoor-Exit			Ex			ESe			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEESeExCZ13			Com-Indoor-ExitSCEESeExCZ13			Com-Indoor-ExitSDGESeExCZ13


			Exterior/None - Education - Secondary School - 14			Education - Secondary School			14			Exterior/None			Com-Indoor-Exit			Ex			ESe			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEESeExCZ14			Com-Indoor-ExitSCEESeExCZ14			Com-Indoor-ExitSDGESeExCZ14


			Exterior/None - Education - Secondary School - 15			Education - Secondary School			15			Exterior/None			Com-Indoor-Exit			Ex			ESe			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEESeExCZ15			Com-Indoor-ExitSCEESeExCZ15			Com-Indoor-ExitSDGESeExCZ15


			Exterior/None - Education - Secondary School - 16			Education - Secondary School			16			Exterior/None			Com-Indoor-Exit			Ex			ESe			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEESeExCZ16			Com-Indoor-ExitSCEESeExCZ16			Com-Indoor-ExitSDGESeExCZ16


			Exterior/None - Education - Secondary School - 17			Education - Secondary School			17			Exterior/None			Com-Indoor-Exit			Ex			ESe			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEESeExIOU			Com-Indoor-ExitSCEESeExIOU			Com-Indoor-ExitSDGESeExIOU


			Exterior/None - Education - University - 01			Education - University			01			Exterior/None			Com-Indoor-Exit			Ex			EUn			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEUnExCZ01			Com-Indoor-ExitSCEEUnExCZ01			Com-Indoor-ExitSDGEUnExCZ01


			Exterior/None - Education - University - 02			Education - University			02			Exterior/None			Com-Indoor-Exit			Ex			EUn			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEUnExCZ02			Com-Indoor-ExitSCEEUnExCZ02			Com-Indoor-ExitSDGEUnExCZ02


			Exterior/None - Education - University - 03			Education - University			03			Exterior/None			Com-Indoor-Exit			Ex			EUn			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEUnExCZ03			Com-Indoor-ExitSCEEUnExCZ03			Com-Indoor-ExitSDGEUnExCZ03


			Exterior/None - Education - University - 04			Education - University			04			Exterior/None			Com-Indoor-Exit			Ex			EUn			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEUnExCZ04			Com-Indoor-ExitSCEEUnExCZ04			Com-Indoor-ExitSDGEUnExCZ04


			Exterior/None - Education - University - 05			Education - University			05			Exterior/None			Com-Indoor-Exit			Ex			EUn			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEUnExCZ05			Com-Indoor-ExitSCEEUnExCZ05			Com-Indoor-ExitSDGEUnExCZ05


			Exterior/None - Education - University - 06			Education - University			06			Exterior/None			Com-Indoor-Exit			Ex			EUn			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEEUnExCZ06			Com-Indoor-ExitSCEEUnExCZ06			Com-Indoor-ExitSDGEUnExCZ06


			Exterior/None - Education - University - 07			Education - University			07			Exterior/None			Com-Indoor-Exit			Ex			EUn			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEEUnExCZ07			Com-Indoor-ExitSCEEUnExCZ07			Com-Indoor-ExitSDGEUnExCZ07


			Exterior/None - Education - University - 08			Education - University			08			Exterior/None			Com-Indoor-Exit			Ex			EUn			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEEUnExCZ08			Com-Indoor-ExitSCEEUnExCZ08			Com-Indoor-ExitSDGEUnExCZ08


			Exterior/None - Education - University - 09			Education - University			09			Exterior/None			Com-Indoor-Exit			Ex			EUn			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEUnExCZ09			Com-Indoor-ExitSCEEUnExCZ09			Com-Indoor-ExitSDGEUnExCZ09


			Exterior/None - Education - University - 10			Education - University			10			Exterior/None			Com-Indoor-Exit			Ex			EUn			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEEUnExCZ10			Com-Indoor-ExitSCEEUnExCZ10			Com-Indoor-ExitSDGEUnExCZ10


			Exterior/None - Education - University - 11			Education - University			11			Exterior/None			Com-Indoor-Exit			Ex			EUn			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEUnExCZ11			Com-Indoor-ExitSCEEUnExCZ11			Com-Indoor-ExitSDGEUnExCZ11


			Exterior/None - Education - University - 12			Education - University			12			Exterior/None			Com-Indoor-Exit			Ex			EUn			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEUnExCZ12			Com-Indoor-ExitSCEEUnExCZ12			Com-Indoor-ExitSDGEUnExCZ12


			Exterior/None - Education - University - 13			Education - University			13			Exterior/None			Com-Indoor-Exit			Ex			EUn			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEUnExCZ13			Com-Indoor-ExitSCEEUnExCZ13			Com-Indoor-ExitSDGEUnExCZ13


			Exterior/None - Education - University - 14			Education - University			14			Exterior/None			Com-Indoor-Exit			Ex			EUn			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEEUnExCZ14			Com-Indoor-ExitSCEEUnExCZ14			Com-Indoor-ExitSDGEUnExCZ14


			Exterior/None - Education - University - 15			Education - University			15			Exterior/None			Com-Indoor-Exit			Ex			EUn			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEUnExCZ15			Com-Indoor-ExitSCEEUnExCZ15			Com-Indoor-ExitSDGEUnExCZ15


			Exterior/None - Education - University - 16			Education - University			16			Exterior/None			Com-Indoor-Exit			Ex			EUn			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEEUnExCZ16			Com-Indoor-ExitSCEEUnExCZ16			Com-Indoor-ExitSDGEUnExCZ16


			Exterior/None - Education - University - 17			Education - University			17			Exterior/None			Com-Indoor-Exit			Ex			EUn			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEEUnExIOU			Com-Indoor-ExitSCEEUnExIOU			Com-Indoor-ExitSDGEUnExIOU


			Exterior/None - Food Store - 01			Food Store			01			Exterior/None			Com-Indoor-Exit			Ex			Fst			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEFstExCZ01			Com-Indoor-ExitSCEFstExCZ01			Com-Indoor-ExitSDGFstExCZ01


			Exterior/None - Food Store - 02			Food Store			02			Exterior/None			Com-Indoor-Exit			Ex			Fst			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEFstExCZ02			Com-Indoor-ExitSCEFstExCZ02			Com-Indoor-ExitSDGFstExCZ02


			Exterior/None - Food Store - 03			Food Store			03			Exterior/None			Com-Indoor-Exit			Ex			Fst			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEFstExCZ03			Com-Indoor-ExitSCEFstExCZ03			Com-Indoor-ExitSDGFstExCZ03


			Exterior/None - Food Store - 04			Food Store			04			Exterior/None			Com-Indoor-Exit			Ex			Fst			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEFstExCZ04			Com-Indoor-ExitSCEFstExCZ04			Com-Indoor-ExitSDGFstExCZ04


			Exterior/None - Food Store - 05			Food Store			05			Exterior/None			Com-Indoor-Exit			Ex			Fst			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEFstExCZ05			Com-Indoor-ExitSCEFstExCZ05			Com-Indoor-ExitSDGFstExCZ05


			Exterior/None - Food Store - 06			Food Store			06			Exterior/None			Com-Indoor-Exit			Ex			Fst			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEFstExCZ06			Com-Indoor-ExitSCEFstExCZ06			Com-Indoor-ExitSDGFstExCZ06


			Exterior/None - Food Store - 07			Food Store			07			Exterior/None			Com-Indoor-Exit			Ex			Fst			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEFstExCZ07			Com-Indoor-ExitSCEFstExCZ07			Com-Indoor-ExitSDGFstExCZ07


			Exterior/None - Food Store - 08			Food Store			08			Exterior/None			Com-Indoor-Exit			Ex			Fst			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEFstExCZ08			Com-Indoor-ExitSCEFstExCZ08			Com-Indoor-ExitSDGFstExCZ08


			Exterior/None - Food Store - 09			Food Store			09			Exterior/None			Com-Indoor-Exit			Ex			Fst			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEFstExCZ09			Com-Indoor-ExitSCEFstExCZ09			Com-Indoor-ExitSDGFstExCZ09


			Exterior/None - Food Store - 10			Food Store			10			Exterior/None			Com-Indoor-Exit			Ex			Fst			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEFstExCZ10			Com-Indoor-ExitSCEFstExCZ10			Com-Indoor-ExitSDGFstExCZ10


			Exterior/None - Food Store - 11			Food Store			11			Exterior/None			Com-Indoor-Exit			Ex			Fst			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEFstExCZ11			Com-Indoor-ExitSCEFstExCZ11			Com-Indoor-ExitSDGFstExCZ11


			Exterior/None - Food Store - 12			Food Store			12			Exterior/None			Com-Indoor-Exit			Ex			Fst			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEFstExCZ12			Com-Indoor-ExitSCEFstExCZ12			Com-Indoor-ExitSDGFstExCZ12


			Exterior/None - Food Store - 13			Food Store			13			Exterior/None			Com-Indoor-Exit			Ex			Fst			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEFstExCZ13			Com-Indoor-ExitSCEFstExCZ13			Com-Indoor-ExitSDGFstExCZ13


			Exterior/None - Food Store - 14			Food Store			14			Exterior/None			Com-Indoor-Exit			Ex			Fst			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEFstExCZ14			Com-Indoor-ExitSCEFstExCZ14			Com-Indoor-ExitSDGFstExCZ14


			Exterior/None - Food Store - 15			Food Store			15			Exterior/None			Com-Indoor-Exit			Ex			Fst			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEFstExCZ15			Com-Indoor-ExitSCEFstExCZ15			Com-Indoor-ExitSDGFstExCZ15


			Exterior/None - Food Store - 16			Food Store			16			Exterior/None			Com-Indoor-Exit			Ex			Fst			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEFstExCZ16			Com-Indoor-ExitSCEFstExCZ16			Com-Indoor-ExitSDGFstExCZ16


			Exterior/None - Food Store - 17			Food Store			17			Exterior/None			Com-Indoor-Exit			Ex			Fst			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEFstExIOU			Com-Indoor-ExitSCEFstExIOU			Com-Indoor-ExitSDGFstExIOU


			Exterior/None - Grocery - 01			Grocery			01			Exterior/None			Com-Indoor-Exit			Ex			Gro			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGroExCZ01			Com-Indoor-ExitSCEGroExCZ01			Com-Indoor-ExitSDGGroExCZ01


			Exterior/None - Grocery - 02			Grocery			02			Exterior/None			Com-Indoor-Exit			Ex			Gro			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGroExCZ02			Com-Indoor-ExitSCEGroExCZ02			Com-Indoor-ExitSDGGroExCZ02


			Exterior/None - Grocery - 03			Grocery			03			Exterior/None			Com-Indoor-Exit			Ex			Gro			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGroExCZ03			Com-Indoor-ExitSCEGroExCZ03			Com-Indoor-ExitSDGGroExCZ03


			Exterior/None - Grocery - 04			Grocery			04			Exterior/None			Com-Indoor-Exit			Ex			Gro			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGroExCZ04			Com-Indoor-ExitSCEGroExCZ04			Com-Indoor-ExitSDGGroExCZ04


			Exterior/None - Grocery - 05			Grocery			05			Exterior/None			Com-Indoor-Exit			Ex			Gro			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGroExCZ05			Com-Indoor-ExitSCEGroExCZ05			Com-Indoor-ExitSDGGroExCZ05


			Exterior/None - Grocery - 06			Grocery			06			Exterior/None			Com-Indoor-Exit			Ex			Gro			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEGroExCZ06			Com-Indoor-ExitSCEGroExCZ06			Com-Indoor-ExitSDGGroExCZ06


			Exterior/None - Grocery - 07			Grocery			07			Exterior/None			Com-Indoor-Exit			Ex			Gro			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEGroExCZ07			Com-Indoor-ExitSCEGroExCZ07			Com-Indoor-ExitSDGGroExCZ07


			Exterior/None - Grocery - 08			Grocery			08			Exterior/None			Com-Indoor-Exit			Ex			Gro			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEGroExCZ08			Com-Indoor-ExitSCEGroExCZ08			Com-Indoor-ExitSDGGroExCZ08


			Exterior/None - Grocery - 09			Grocery			09			Exterior/None			Com-Indoor-Exit			Ex			Gro			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGroExCZ09			Com-Indoor-ExitSCEGroExCZ09			Com-Indoor-ExitSDGGroExCZ09


			Exterior/None - Grocery - 10			Grocery			10			Exterior/None			Com-Indoor-Exit			Ex			Gro			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEGroExCZ10			Com-Indoor-ExitSCEGroExCZ10			Com-Indoor-ExitSDGGroExCZ10


			Exterior/None - Grocery - 11			Grocery			11			Exterior/None			Com-Indoor-Exit			Ex			Gro			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGroExCZ11			Com-Indoor-ExitSCEGroExCZ11			Com-Indoor-ExitSDGGroExCZ11


			Exterior/None - Grocery - 12			Grocery			12			Exterior/None			Com-Indoor-Exit			Ex			Gro			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGroExCZ12			Com-Indoor-ExitSCEGroExCZ12			Com-Indoor-ExitSDGGroExCZ12


			Exterior/None - Grocery - 13			Grocery			13			Exterior/None			Com-Indoor-Exit			Ex			Gro			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGroExCZ13			Com-Indoor-ExitSCEGroExCZ13			Com-Indoor-ExitSDGGroExCZ13


			Exterior/None - Grocery - 14			Grocery			14			Exterior/None			Com-Indoor-Exit			Ex			Gro			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEGroExCZ14			Com-Indoor-ExitSCEGroExCZ14			Com-Indoor-ExitSDGGroExCZ14


			Exterior/None - Grocery - 15			Grocery			15			Exterior/None			Com-Indoor-Exit			Ex			Gro			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEGroExCZ15			Com-Indoor-ExitSCEGroExCZ15			Com-Indoor-ExitSDGGroExCZ15


			Exterior/None - Grocery - 16			Grocery			16			Exterior/None			Com-Indoor-Exit			Ex			Gro			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGroExCZ16			Com-Indoor-ExitSCEGroExCZ16			Com-Indoor-ExitSDGGroExCZ16


			Exterior/None - Grocery - 17			Grocery			17			Exterior/None			Com-Indoor-Exit			Ex			Gro			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEGroExIOU			Com-Indoor-ExitSCEGroExIOU			Com-Indoor-ExitSDGGroExIOU


			Exterior/None - Health/Medical - Clinic - 01			Health/Medical - Clinic			01			Exterior/None			Com-Indoor-Exit			Ex			Cli			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGECliExCZ01			Com-Indoor-ExitSCECliExCZ01			Com-Indoor-ExitSDGCliExCZ01


			Exterior/None - Health/Medical - Clinic - 02			Health/Medical - Clinic			02			Exterior/None			Com-Indoor-Exit			Ex			Cli			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGECliExCZ02			Com-Indoor-ExitSCECliExCZ02			Com-Indoor-ExitSDGCliExCZ02


			Exterior/None - Health/Medical - Clinic - 03			Health/Medical - Clinic			03			Exterior/None			Com-Indoor-Exit			Ex			Cli			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGECliExCZ03			Com-Indoor-ExitSCECliExCZ03			Com-Indoor-ExitSDGCliExCZ03


			Exterior/None - Health/Medical - Clinic - 04			Health/Medical - Clinic			04			Exterior/None			Com-Indoor-Exit			Ex			Cli			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGECliExCZ04			Com-Indoor-ExitSCECliExCZ04			Com-Indoor-ExitSDGCliExCZ04


			Exterior/None - Health/Medical - Clinic - 05			Health/Medical - Clinic			05			Exterior/None			Com-Indoor-Exit			Ex			Cli			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGECliExCZ05			Com-Indoor-ExitSCECliExCZ05			Com-Indoor-ExitSDGCliExCZ05


			Exterior/None - Health/Medical - Clinic - 06			Health/Medical - Clinic			06			Exterior/None			Com-Indoor-Exit			Ex			Cli			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGECliExCZ06			Com-Indoor-ExitSCECliExCZ06			Com-Indoor-ExitSDGCliExCZ06


			Exterior/None - Health/Medical - Clinic - 07			Health/Medical - Clinic			07			Exterior/None			Com-Indoor-Exit			Ex			Cli			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGECliExCZ07			Com-Indoor-ExitSCECliExCZ07			Com-Indoor-ExitSDGCliExCZ07


			Exterior/None - Health/Medical - Clinic - 08			Health/Medical - Clinic			08			Exterior/None			Com-Indoor-Exit			Ex			Cli			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGECliExCZ08			Com-Indoor-ExitSCECliExCZ08			Com-Indoor-ExitSDGCliExCZ08


			Exterior/None - Health/Medical - Clinic - 09			Health/Medical - Clinic			09			Exterior/None			Com-Indoor-Exit			Ex			Cli			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGECliExCZ09			Com-Indoor-ExitSCECliExCZ09			Com-Indoor-ExitSDGCliExCZ09


			Exterior/None - Health/Medical - Clinic - 10			Health/Medical - Clinic			10			Exterior/None			Com-Indoor-Exit			Ex			Cli			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGECliExCZ10			Com-Indoor-ExitSCECliExCZ10			Com-Indoor-ExitSDGCliExCZ10


			Exterior/None - Health/Medical - Clinic - 11			Health/Medical - Clinic			11			Exterior/None			Com-Indoor-Exit			Ex			Cli			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGECliExCZ11			Com-Indoor-ExitSCECliExCZ11			Com-Indoor-ExitSDGCliExCZ11


			Exterior/None - Health/Medical - Clinic - 12			Health/Medical - Clinic			12			Exterior/None			Com-Indoor-Exit			Ex			Cli			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGECliExCZ12			Com-Indoor-ExitSCECliExCZ12			Com-Indoor-ExitSDGCliExCZ12


			Exterior/None - Health/Medical - Clinic - 13			Health/Medical - Clinic			13			Exterior/None			Com-Indoor-Exit			Ex			Cli			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGECliExCZ13			Com-Indoor-ExitSCECliExCZ13			Com-Indoor-ExitSDGCliExCZ13


			Exterior/None - Health/Medical - Clinic - 14			Health/Medical - Clinic			14			Exterior/None			Com-Indoor-Exit			Ex			Cli			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGECliExCZ14			Com-Indoor-ExitSCECliExCZ14			Com-Indoor-ExitSDGCliExCZ14


			Exterior/None - Health/Medical - Clinic - 15			Health/Medical - Clinic			15			Exterior/None			Com-Indoor-Exit			Ex			Cli			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0.5			4380									Com-Indoor-ExitPGECliExCZ15			Com-Indoor-ExitSCECliExCZ15			Com-Indoor-ExitSDGCliExCZ15


			Exterior/None - Health/Medical - Clinic - 16			Health/Medical - Clinic			16			Exterior/None			Com-Indoor-Exit			Ex			Cli			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGECliExCZ16			Com-Indoor-ExitSCECliExCZ16			Com-Indoor-ExitSDGCliExCZ16


			Exterior/None - Health/Medical - Clinic - 17			Health/Medical - Clinic			17			Exterior/None			Com-Indoor-Exit			Ex			Cli			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGECliExIOU			Com-Indoor-ExitSCECliExIOU			Com-Indoor-ExitSDGCliExIOU


			Exterior/None - Health/Medical - Hospital - 01			Health/Medical - Hospital			01			Exterior/None			Com-Indoor-Exit			Ex			Hsp			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHspExCZ01			Com-Indoor-ExitSCEHspExCZ01			Com-Indoor-ExitSDGHspExCZ01


			Exterior/None - Health/Medical - Hospital - 02			Health/Medical - Hospital			02			Exterior/None			Com-Indoor-Exit			Ex			Hsp			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHspExCZ02			Com-Indoor-ExitSCEHspExCZ02			Com-Indoor-ExitSDGHspExCZ02


			Exterior/None - Health/Medical - Hospital - 03			Health/Medical - Hospital			03			Exterior/None			Com-Indoor-Exit			Ex			Hsp			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHspExCZ03			Com-Indoor-ExitSCEHspExCZ03			Com-Indoor-ExitSDGHspExCZ03


			Exterior/None - Health/Medical - Hospital - 04			Health/Medical - Hospital			04			Exterior/None			Com-Indoor-Exit			Ex			Hsp			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHspExCZ04			Com-Indoor-ExitSCEHspExCZ04			Com-Indoor-ExitSDGHspExCZ04


			Exterior/None - Health/Medical - Hospital - 05			Health/Medical - Hospital			05			Exterior/None			Com-Indoor-Exit			Ex			Hsp			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHspExCZ05			Com-Indoor-ExitSCEHspExCZ05			Com-Indoor-ExitSDGHspExCZ05


			Exterior/None - Health/Medical - Hospital - 06			Health/Medical - Hospital			06			Exterior/None			Com-Indoor-Exit			Ex			Hsp			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEHspExCZ06			Com-Indoor-ExitSCEHspExCZ06			Com-Indoor-ExitSDGHspExCZ06


			Exterior/None - Health/Medical - Hospital - 07			Health/Medical - Hospital			07			Exterior/None			Com-Indoor-Exit			Ex			Hsp			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEHspExCZ07			Com-Indoor-ExitSCEHspExCZ07			Com-Indoor-ExitSDGHspExCZ07


			Exterior/None - Health/Medical - Hospital - 08			Health/Medical - Hospital			08			Exterior/None			Com-Indoor-Exit			Ex			Hsp			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEHspExCZ08			Com-Indoor-ExitSCEHspExCZ08			Com-Indoor-ExitSDGHspExCZ08


			Exterior/None - Health/Medical - Hospital - 09			Health/Medical - Hospital			09			Exterior/None			Com-Indoor-Exit			Ex			Hsp			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHspExCZ09			Com-Indoor-ExitSCEHspExCZ09			Com-Indoor-ExitSDGHspExCZ09


			Exterior/None - Health/Medical - Hospital - 10			Health/Medical - Hospital			10			Exterior/None			Com-Indoor-Exit			Ex			Hsp			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEHspExCZ10			Com-Indoor-ExitSCEHspExCZ10			Com-Indoor-ExitSDGHspExCZ10


			Exterior/None - Health/Medical - Hospital - 11			Health/Medical - Hospital			11			Exterior/None			Com-Indoor-Exit			Ex			Hsp			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHspExCZ11			Com-Indoor-ExitSCEHspExCZ11			Com-Indoor-ExitSDGHspExCZ11


			Exterior/None - Health/Medical - Hospital - 12			Health/Medical - Hospital			12			Exterior/None			Com-Indoor-Exit			Ex			Hsp			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHspExCZ12			Com-Indoor-ExitSCEHspExCZ12			Com-Indoor-ExitSDGHspExCZ12


			Exterior/None - Health/Medical - Hospital - 13			Health/Medical - Hospital			13			Exterior/None			Com-Indoor-Exit			Ex			Hsp			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHspExCZ13			Com-Indoor-ExitSCEHspExCZ13			Com-Indoor-ExitSDGHspExCZ13


			Exterior/None - Health/Medical - Hospital - 14			Health/Medical - Hospital			14			Exterior/None			Com-Indoor-Exit			Ex			Hsp			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEHspExCZ14			Com-Indoor-ExitSCEHspExCZ14			Com-Indoor-ExitSDGHspExCZ14


			Exterior/None - Health/Medical - Hospital - 15			Health/Medical - Hospital			15			Exterior/None			Com-Indoor-Exit			Ex			Hsp			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHspExCZ15			Com-Indoor-ExitSCEHspExCZ15			Com-Indoor-ExitSDGHspExCZ15


			Exterior/None - Health/Medical - Hospital - 16			Health/Medical - Hospital			16			Exterior/None			Com-Indoor-Exit			Ex			Hsp			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHspExCZ16			Com-Indoor-ExitSCEHspExCZ16			Com-Indoor-ExitSDGHspExCZ16


			Exterior/None - Health/Medical - Hospital - 17			Health/Medical - Hospital			17			Exterior/None			Com-Indoor-Exit			Ex			Hsp			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEHspExIOU			Com-Indoor-ExitSCEHspExIOU			Com-Indoor-ExitSDGHspExIOU


			Exterior/None - Health/Medical - Nursing Home - 01			Health/Medical - Nursing Home			01			Exterior/None			Com-Indoor-Exit			Ex			Nrs			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGENrsExCZ01			Com-Indoor-ExitSCENrsExCZ01			Com-Indoor-ExitSDGNrsExCZ01


			Exterior/None - Health/Medical - Nursing Home - 02			Health/Medical - Nursing Home			02			Exterior/None			Com-Indoor-Exit			Ex			Nrs			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGENrsExCZ02			Com-Indoor-ExitSCENrsExCZ02			Com-Indoor-ExitSDGNrsExCZ02


			Exterior/None - Health/Medical - Nursing Home - 03			Health/Medical - Nursing Home			03			Exterior/None			Com-Indoor-Exit			Ex			Nrs			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGENrsExCZ03			Com-Indoor-ExitSCENrsExCZ03			Com-Indoor-ExitSDGNrsExCZ03


			Exterior/None - Health/Medical - Nursing Home - 04			Health/Medical - Nursing Home			04			Exterior/None			Com-Indoor-Exit			Ex			Nrs			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGENrsExCZ04			Com-Indoor-ExitSCENrsExCZ04			Com-Indoor-ExitSDGNrsExCZ04


			Exterior/None - Health/Medical - Nursing Home - 05			Health/Medical - Nursing Home			05			Exterior/None			Com-Indoor-Exit			Ex			Nrs			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGENrsExCZ05			Com-Indoor-ExitSCENrsExCZ05			Com-Indoor-ExitSDGNrsExCZ05


			Exterior/None - Health/Medical - Nursing Home - 06			Health/Medical - Nursing Home			06			Exterior/None			Com-Indoor-Exit			Ex			Nrs			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGENrsExCZ06			Com-Indoor-ExitSCENrsExCZ06			Com-Indoor-ExitSDGNrsExCZ06


			Exterior/None - Health/Medical - Nursing Home - 07			Health/Medical - Nursing Home			07			Exterior/None			Com-Indoor-Exit			Ex			Nrs			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGENrsExCZ07			Com-Indoor-ExitSCENrsExCZ07			Com-Indoor-ExitSDGNrsExCZ07


			Exterior/None - Health/Medical - Nursing Home - 08			Health/Medical - Nursing Home			08			Exterior/None			Com-Indoor-Exit			Ex			Nrs			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGENrsExCZ08			Com-Indoor-ExitSCENrsExCZ08			Com-Indoor-ExitSDGNrsExCZ08


			Exterior/None - Health/Medical - Nursing Home - 09			Health/Medical - Nursing Home			09			Exterior/None			Com-Indoor-Exit			Ex			Nrs			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGENrsExCZ09			Com-Indoor-ExitSCENrsExCZ09			Com-Indoor-ExitSDGNrsExCZ09


			Exterior/None - Health/Medical - Nursing Home - 10			Health/Medical - Nursing Home			10			Exterior/None			Com-Indoor-Exit			Ex			Nrs			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGENrsExCZ10			Com-Indoor-ExitSCENrsExCZ10			Com-Indoor-ExitSDGNrsExCZ10


			Exterior/None - Health/Medical - Nursing Home - 11			Health/Medical - Nursing Home			11			Exterior/None			Com-Indoor-Exit			Ex			Nrs			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGENrsExCZ11			Com-Indoor-ExitSCENrsExCZ11			Com-Indoor-ExitSDGNrsExCZ11


			Exterior/None - Health/Medical - Nursing Home - 12			Health/Medical - Nursing Home			12			Exterior/None			Com-Indoor-Exit			Ex			Nrs			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGENrsExCZ12			Com-Indoor-ExitSCENrsExCZ12			Com-Indoor-ExitSDGNrsExCZ12


			Exterior/None - Health/Medical - Nursing Home - 13			Health/Medical - Nursing Home			13			Exterior/None			Com-Indoor-Exit			Ex			Nrs			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGENrsExCZ13			Com-Indoor-ExitSCENrsExCZ13			Com-Indoor-ExitSDGNrsExCZ13


			Exterior/None - Health/Medical - Nursing Home - 14			Health/Medical - Nursing Home			14			Exterior/None			Com-Indoor-Exit			Ex			Nrs			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGENrsExCZ14			Com-Indoor-ExitSCENrsExCZ14			Com-Indoor-ExitSDGNrsExCZ14


			Exterior/None - Health/Medical - Nursing Home - 15			Health/Medical - Nursing Home			15			Exterior/None			Com-Indoor-Exit			Ex			Nrs			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGENrsExCZ15			Com-Indoor-ExitSCENrsExCZ15			Com-Indoor-ExitSDGNrsExCZ15


			Exterior/None - Health/Medical - Nursing Home - 16			Health/Medical - Nursing Home			16			Exterior/None			Com-Indoor-Exit			Ex			Nrs			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGENrsExCZ16			Com-Indoor-ExitSCENrsExCZ16			Com-Indoor-ExitSDGNrsExCZ16


			Exterior/None - Health/Medical - Nursing Home - 17			Health/Medical - Nursing Home			17			Exterior/None			Com-Indoor-Exit			Ex			Nrs			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGENrsExIOU			Com-Indoor-ExitSCENrsExIOU			Com-Indoor-ExitSDGNrsExIOU


			Exterior/None - Industrial - 01			Industrial			01			Exterior/None			Com-Indoor-Exit			Ex			Ind			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEIndExCZ01			Com-Indoor-ExitSCEIndExCZ01			Com-Indoor-ExitSDGIndExCZ01


			Exterior/None - Industrial - 02			Industrial			02			Exterior/None			Com-Indoor-Exit			Ex			Ind			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEIndExCZ02			Com-Indoor-ExitSCEIndExCZ02			Com-Indoor-ExitSDGIndExCZ02


			Exterior/None - Industrial - 03			Industrial			03			Exterior/None			Com-Indoor-Exit			Ex			Ind			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEIndExCZ03			Com-Indoor-ExitSCEIndExCZ03			Com-Indoor-ExitSDGIndExCZ03


			Exterior/None - Industrial - 04			Industrial			04			Exterior/None			Com-Indoor-Exit			Ex			Ind			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEIndExCZ04			Com-Indoor-ExitSCEIndExCZ04			Com-Indoor-ExitSDGIndExCZ04


			Exterior/None - Industrial - 05			Industrial			05			Exterior/None			Com-Indoor-Exit			Ex			Ind			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEIndExCZ05			Com-Indoor-ExitSCEIndExCZ05			Com-Indoor-ExitSDGIndExCZ05


			Exterior/None - Industrial - 06			Industrial			06			Exterior/None			Com-Indoor-Exit			Ex			Ind			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEIndExCZ06			Com-Indoor-ExitSCEIndExCZ06			Com-Indoor-ExitSDGIndExCZ06


			Exterior/None - Industrial - 07			Industrial			07			Exterior/None			Com-Indoor-Exit			Ex			Ind			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEIndExCZ07			Com-Indoor-ExitSCEIndExCZ07			Com-Indoor-ExitSDGIndExCZ07


			Exterior/None - Industrial - 08			Industrial			08			Exterior/None			Com-Indoor-Exit			Ex			Ind			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEIndExCZ08			Com-Indoor-ExitSCEIndExCZ08			Com-Indoor-ExitSDGIndExCZ08


			Exterior/None - Industrial - 09			Industrial			09			Exterior/None			Com-Indoor-Exit			Ex			Ind			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEIndExCZ09			Com-Indoor-ExitSCEIndExCZ09			Com-Indoor-ExitSDGIndExCZ09


			Exterior/None - Industrial - 10			Industrial			10			Exterior/None			Com-Indoor-Exit			Ex			Ind			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEIndExCZ10			Com-Indoor-ExitSCEIndExCZ10			Com-Indoor-ExitSDGIndExCZ10


			Exterior/None - Industrial - 11			Industrial			11			Exterior/None			Com-Indoor-Exit			Ex			Ind			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEIndExCZ11			Com-Indoor-ExitSCEIndExCZ11			Com-Indoor-ExitSDGIndExCZ11


			Exterior/None - Industrial - 12			Industrial			12			Exterior/None			Com-Indoor-Exit			Ex			Ind			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEIndExCZ12			Com-Indoor-ExitSCEIndExCZ12			Com-Indoor-ExitSDGIndExCZ12


			Exterior/None - Industrial - 13			Industrial			13			Exterior/None			Com-Indoor-Exit			Ex			Ind			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEIndExCZ13			Com-Indoor-ExitSCEIndExCZ13			Com-Indoor-ExitSDGIndExCZ13


			Exterior/None - Industrial - 14			Industrial			14			Exterior/None			Com-Indoor-Exit			Ex			Ind			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEIndExCZ14			Com-Indoor-ExitSCEIndExCZ14			Com-Indoor-ExitSDGIndExCZ14


			Exterior/None - Industrial - 15			Industrial			15			Exterior/None			Com-Indoor-Exit			Ex			Ind			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEIndExCZ15			Com-Indoor-ExitSCEIndExCZ15			Com-Indoor-ExitSDGIndExCZ15


			Exterior/None - Industrial - 16			Industrial			16			Exterior/None			Com-Indoor-Exit			Ex			Ind			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEIndExCZ16			Com-Indoor-ExitSCEIndExCZ16			Com-Indoor-ExitSDGIndExCZ16


			Exterior/None - Industrial - 17			Industrial			17			Exterior/None			Com-Indoor-Exit			Ex			Ind			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEIndExIOU			Com-Indoor-ExitSCEIndExIOU			Com-Indoor-ExitSDGIndExIOU


			Exterior/None - Lodging - Guest Rooms - 01			Lodging - Guest Rooms			01			Exterior/None			Com-Indoor-Exit			Ex			GsR			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGsRExCZ01			Com-Indoor-ExitSCEGsRExCZ01			Com-Indoor-ExitSDGGsRExCZ01


			Exterior/None - Lodging - Guest Rooms - 02			Lodging - Guest Rooms			02			Exterior/None			Com-Indoor-Exit			Ex			GsR			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGsRExCZ02			Com-Indoor-ExitSCEGsRExCZ02			Com-Indoor-ExitSDGGsRExCZ02


			Exterior/None - Lodging - Guest Rooms - 03			Lodging - Guest Rooms			03			Exterior/None			Com-Indoor-Exit			Ex			GsR			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGsRExCZ03			Com-Indoor-ExitSCEGsRExCZ03			Com-Indoor-ExitSDGGsRExCZ03


			Exterior/None - Lodging - Guest Rooms - 04			Lodging - Guest Rooms			04			Exterior/None			Com-Indoor-Exit			Ex			GsR			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGsRExCZ04			Com-Indoor-ExitSCEGsRExCZ04			Com-Indoor-ExitSDGGsRExCZ04


			Exterior/None - Lodging - Guest Rooms - 05			Lodging - Guest Rooms			05			Exterior/None			Com-Indoor-Exit			Ex			GsR			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGsRExCZ05			Com-Indoor-ExitSCEGsRExCZ05			Com-Indoor-ExitSDGGsRExCZ05


			Exterior/None - Lodging - Guest Rooms - 06			Lodging - Guest Rooms			06			Exterior/None			Com-Indoor-Exit			Ex			GsR			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEGsRExCZ06			Com-Indoor-ExitSCEGsRExCZ06			Com-Indoor-ExitSDGGsRExCZ06


			Exterior/None - Lodging - Guest Rooms - 07			Lodging - Guest Rooms			07			Exterior/None			Com-Indoor-Exit			Ex			GsR			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEGsRExCZ07			Com-Indoor-ExitSCEGsRExCZ07			Com-Indoor-ExitSDGGsRExCZ07


			Exterior/None - Lodging - Guest Rooms - 08			Lodging - Guest Rooms			08			Exterior/None			Com-Indoor-Exit			Ex			GsR			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEGsRExCZ08			Com-Indoor-ExitSCEGsRExCZ08			Com-Indoor-ExitSDGGsRExCZ08


			Exterior/None - Lodging - Guest Rooms - 09			Lodging - Guest Rooms			09			Exterior/None			Com-Indoor-Exit			Ex			GsR			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGsRExCZ09			Com-Indoor-ExitSCEGsRExCZ09			Com-Indoor-ExitSDGGsRExCZ09


			Exterior/None - Lodging - Guest Rooms - 10			Lodging - Guest Rooms			10			Exterior/None			Com-Indoor-Exit			Ex			GsR			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEGsRExCZ10			Com-Indoor-ExitSCEGsRExCZ10			Com-Indoor-ExitSDGGsRExCZ10


			Exterior/None - Lodging - Guest Rooms - 11			Lodging - Guest Rooms			11			Exterior/None			Com-Indoor-Exit			Ex			GsR			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGsRExCZ11			Com-Indoor-ExitSCEGsRExCZ11			Com-Indoor-ExitSDGGsRExCZ11


			Exterior/None - Lodging - Guest Rooms - 12			Lodging - Guest Rooms			12			Exterior/None			Com-Indoor-Exit			Ex			GsR			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGsRExCZ12			Com-Indoor-ExitSCEGsRExCZ12			Com-Indoor-ExitSDGGsRExCZ12


			Exterior/None - Lodging - Guest Rooms - 13			Lodging - Guest Rooms			13			Exterior/None			Com-Indoor-Exit			Ex			GsR			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGsRExCZ13			Com-Indoor-ExitSCEGsRExCZ13			Com-Indoor-ExitSDGGsRExCZ13


			Exterior/None - Lodging - Guest Rooms - 14			Lodging - Guest Rooms			14			Exterior/None			Com-Indoor-Exit			Ex			GsR			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEGsRExCZ14			Com-Indoor-ExitSCEGsRExCZ14			Com-Indoor-ExitSDGGsRExCZ14


			Exterior/None - Lodging - Guest Rooms - 15			Lodging - Guest Rooms			15			Exterior/None			Com-Indoor-Exit			Ex			GsR			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEGsRExCZ15			Com-Indoor-ExitSCEGsRExCZ15			Com-Indoor-ExitSDGGsRExCZ15


			Exterior/None - Lodging - Guest Rooms - 16			Lodging - Guest Rooms			16			Exterior/None			Com-Indoor-Exit			Ex			GsR			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEGsRExCZ16			Com-Indoor-ExitSCEGsRExCZ16			Com-Indoor-ExitSDGGsRExCZ16


			Exterior/None - Lodging - Guest Rooms - 17			Lodging - Guest Rooms			17			Exterior/None			Com-Indoor-Exit			Ex			GsR			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEGsRExIOU			Com-Indoor-ExitSCEGsRExIOU			Com-Indoor-ExitSDGGsRExIOU


			Exterior/None - Lodging - Hotel - 01			Lodging - Hotel			01			Exterior/None			Com-Indoor-Exit			Ex			Htl			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHtlExCZ01			Com-Indoor-ExitSCEHtlExCZ01			Com-Indoor-ExitSDGHtlExCZ01


			Exterior/None - Lodging - Hotel - 02			Lodging - Hotel			02			Exterior/None			Com-Indoor-Exit			Ex			Htl			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHtlExCZ02			Com-Indoor-ExitSCEHtlExCZ02			Com-Indoor-ExitSDGHtlExCZ02


			Exterior/None - Lodging - Hotel - 03			Lodging - Hotel			03			Exterior/None			Com-Indoor-Exit			Ex			Htl			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHtlExCZ03			Com-Indoor-ExitSCEHtlExCZ03			Com-Indoor-ExitSDGHtlExCZ03


			Exterior/None - Lodging - Hotel - 04			Lodging - Hotel			04			Exterior/None			Com-Indoor-Exit			Ex			Htl			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHtlExCZ04			Com-Indoor-ExitSCEHtlExCZ04			Com-Indoor-ExitSDGHtlExCZ04


			Exterior/None - Lodging - Hotel - 05			Lodging - Hotel			05			Exterior/None			Com-Indoor-Exit			Ex			Htl			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHtlExCZ05			Com-Indoor-ExitSCEHtlExCZ05			Com-Indoor-ExitSDGHtlExCZ05


			Exterior/None - Lodging - Hotel - 06			Lodging - Hotel			06			Exterior/None			Com-Indoor-Exit			Ex			Htl			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEHtlExCZ06			Com-Indoor-ExitSCEHtlExCZ06			Com-Indoor-ExitSDGHtlExCZ06


			Exterior/None - Lodging - Hotel - 07			Lodging - Hotel			07			Exterior/None			Com-Indoor-Exit			Ex			Htl			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEHtlExCZ07			Com-Indoor-ExitSCEHtlExCZ07			Com-Indoor-ExitSDGHtlExCZ07


			Exterior/None - Lodging - Hotel - 08			Lodging - Hotel			08			Exterior/None			Com-Indoor-Exit			Ex			Htl			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEHtlExCZ08			Com-Indoor-ExitSCEHtlExCZ08			Com-Indoor-ExitSDGHtlExCZ08


			Exterior/None - Lodging - Hotel - 09			Lodging - Hotel			09			Exterior/None			Com-Indoor-Exit			Ex			Htl			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHtlExCZ09			Com-Indoor-ExitSCEHtlExCZ09			Com-Indoor-ExitSDGHtlExCZ09


			Exterior/None - Lodging - Hotel - 10			Lodging - Hotel			10			Exterior/None			Com-Indoor-Exit			Ex			Htl			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEHtlExCZ10			Com-Indoor-ExitSCEHtlExCZ10			Com-Indoor-ExitSDGHtlExCZ10


			Exterior/None - Lodging - Hotel - 11			Lodging - Hotel			11			Exterior/None			Com-Indoor-Exit			Ex			Htl			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHtlExCZ11			Com-Indoor-ExitSCEHtlExCZ11			Com-Indoor-ExitSDGHtlExCZ11


			Exterior/None - Lodging - Hotel - 12			Lodging - Hotel			12			Exterior/None			Com-Indoor-Exit			Ex			Htl			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHtlExCZ12			Com-Indoor-ExitSCEHtlExCZ12			Com-Indoor-ExitSDGHtlExCZ12


			Exterior/None - Lodging - Hotel - 13			Lodging - Hotel			13			Exterior/None			Com-Indoor-Exit			Ex			Htl			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHtlExCZ13			Com-Indoor-ExitSCEHtlExCZ13			Com-Indoor-ExitSDGHtlExCZ13


			Exterior/None - Lodging - Hotel - 14			Lodging - Hotel			14			Exterior/None			Com-Indoor-Exit			Ex			Htl			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEHtlExCZ14			Com-Indoor-ExitSCEHtlExCZ14			Com-Indoor-ExitSDGHtlExCZ14


			Exterior/None - Lodging - Hotel - 15			Lodging - Hotel			15			Exterior/None			Com-Indoor-Exit			Ex			Htl			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEHtlExCZ15			Com-Indoor-ExitSCEHtlExCZ15			Com-Indoor-ExitSDGHtlExCZ15


			Exterior/None - Lodging - Hotel - 16			Lodging - Hotel			16			Exterior/None			Com-Indoor-Exit			Ex			Htl			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEHtlExCZ16			Com-Indoor-ExitSCEHtlExCZ16			Com-Indoor-ExitSDGHtlExCZ16


			Exterior/None - Lodging - Hotel - 17			Lodging - Hotel			17			Exterior/None			Com-Indoor-Exit			Ex			Htl			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEHtlExIOU			Com-Indoor-ExitSCEHtlExIOU			Com-Indoor-ExitSDGHtlExIOU


			Exterior/None - Lodging - Motel - 01			Lodging - Motel			01			Exterior/None			Com-Indoor-Exit			Ex			Mtl			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMtlExCZ01			Com-Indoor-ExitSCEMtlExCZ01			Com-Indoor-ExitSDGMtlExCZ01


			Exterior/None - Lodging - Motel - 02			Lodging - Motel			02			Exterior/None			Com-Indoor-Exit			Ex			Mtl			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMtlExCZ02			Com-Indoor-ExitSCEMtlExCZ02			Com-Indoor-ExitSDGMtlExCZ02


			Exterior/None - Lodging - Motel - 03			Lodging - Motel			03			Exterior/None			Com-Indoor-Exit			Ex			Mtl			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMtlExCZ03			Com-Indoor-ExitSCEMtlExCZ03			Com-Indoor-ExitSDGMtlExCZ03


			Exterior/None - Lodging - Motel - 04			Lodging - Motel			04			Exterior/None			Com-Indoor-Exit			Ex			Mtl			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMtlExCZ04			Com-Indoor-ExitSCEMtlExCZ04			Com-Indoor-ExitSDGMtlExCZ04


			Exterior/None - Lodging - Motel - 05			Lodging - Motel			05			Exterior/None			Com-Indoor-Exit			Ex			Mtl			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMtlExCZ05			Com-Indoor-ExitSCEMtlExCZ05			Com-Indoor-ExitSDGMtlExCZ05


			Exterior/None - Lodging - Motel - 06			Lodging - Motel			06			Exterior/None			Com-Indoor-Exit			Ex			Mtl			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMtlExCZ06			Com-Indoor-ExitSCEMtlExCZ06			Com-Indoor-ExitSDGMtlExCZ06


			Exterior/None - Lodging - Motel - 07			Lodging - Motel			07			Exterior/None			Com-Indoor-Exit			Ex			Mtl			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMtlExCZ07			Com-Indoor-ExitSCEMtlExCZ07			Com-Indoor-ExitSDGMtlExCZ07


			Exterior/None - Lodging - Motel - 08			Lodging - Motel			08			Exterior/None			Com-Indoor-Exit			Ex			Mtl			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMtlExCZ08			Com-Indoor-ExitSCEMtlExCZ08			Com-Indoor-ExitSDGMtlExCZ08


			Exterior/None - Lodging - Motel - 09			Lodging - Motel			09			Exterior/None			Com-Indoor-Exit			Ex			Mtl			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMtlExCZ09			Com-Indoor-ExitSCEMtlExCZ09			Com-Indoor-ExitSDGMtlExCZ09


			Exterior/None - Lodging - Motel - 10			Lodging - Motel			10			Exterior/None			Com-Indoor-Exit			Ex			Mtl			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMtlExCZ10			Com-Indoor-ExitSCEMtlExCZ10			Com-Indoor-ExitSDGMtlExCZ10


			Exterior/None - Lodging - Motel - 11			Lodging - Motel			11			Exterior/None			Com-Indoor-Exit			Ex			Mtl			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMtlExCZ11			Com-Indoor-ExitSCEMtlExCZ11			Com-Indoor-ExitSDGMtlExCZ11


			Exterior/None - Lodging - Motel - 12			Lodging - Motel			12			Exterior/None			Com-Indoor-Exit			Ex			Mtl			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMtlExCZ12			Com-Indoor-ExitSCEMtlExCZ12			Com-Indoor-ExitSDGMtlExCZ12


			Exterior/None - Lodging - Motel - 13			Lodging - Motel			13			Exterior/None			Com-Indoor-Exit			Ex			Mtl			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMtlExCZ13			Com-Indoor-ExitSCEMtlExCZ13			Com-Indoor-ExitSDGMtlExCZ13


			Exterior/None - Lodging - Motel - 14			Lodging - Motel			14			Exterior/None			Com-Indoor-Exit			Ex			Mtl			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMtlExCZ14			Com-Indoor-ExitSCEMtlExCZ14			Com-Indoor-ExitSDGMtlExCZ14


			Exterior/None - Lodging - Motel - 15			Lodging - Motel			15			Exterior/None			Com-Indoor-Exit			Ex			Mtl			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMtlExCZ15			Com-Indoor-ExitSCEMtlExCZ15			Com-Indoor-ExitSDGMtlExCZ15


			Exterior/None - Lodging - Motel - 16			Lodging - Motel			16			Exterior/None			Com-Indoor-Exit			Ex			Mtl			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMtlExCZ16			Com-Indoor-ExitSCEMtlExCZ16			Com-Indoor-ExitSDGMtlExCZ16


			Exterior/None - Lodging - Motel - 17			Lodging - Motel			17			Exterior/None			Com-Indoor-Exit			Ex			Mtl			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMtlExIOU			Com-Indoor-ExitSCEMtlExIOU			Com-Indoor-ExitSDGMtlExIOU


			Exterior/None - Manufacturing - Bio/Tech - 01			Manufacturing - Bio/Tech			01			Exterior/None			Com-Indoor-Exit			Ex			MBT			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMBTExCZ01			Com-Indoor-ExitSCEMBTExCZ01			Com-Indoor-ExitSDGMBTExCZ01


			Exterior/None - Manufacturing - Bio/Tech - 02			Manufacturing - Bio/Tech			02			Exterior/None			Com-Indoor-Exit			Ex			MBT			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMBTExCZ02			Com-Indoor-ExitSCEMBTExCZ02			Com-Indoor-ExitSDGMBTExCZ02


			Exterior/None - Manufacturing - Bio/Tech - 03			Manufacturing - Bio/Tech			03			Exterior/None			Com-Indoor-Exit			Ex			MBT			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMBTExCZ03			Com-Indoor-ExitSCEMBTExCZ03			Com-Indoor-ExitSDGMBTExCZ03


			Exterior/None - Manufacturing - Bio/Tech - 04			Manufacturing - Bio/Tech			04			Exterior/None			Com-Indoor-Exit			Ex			MBT			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMBTExCZ04			Com-Indoor-ExitSCEMBTExCZ04			Com-Indoor-ExitSDGMBTExCZ04


			Exterior/None - Manufacturing - Bio/Tech - 05			Manufacturing - Bio/Tech			05			Exterior/None			Com-Indoor-Exit			Ex			MBT			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMBTExCZ05			Com-Indoor-ExitSCEMBTExCZ05			Com-Indoor-ExitSDGMBTExCZ05


			Exterior/None - Manufacturing - Bio/Tech - 06			Manufacturing - Bio/Tech			06			Exterior/None			Com-Indoor-Exit			Ex			MBT			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMBTExCZ06			Com-Indoor-ExitSCEMBTExCZ06			Com-Indoor-ExitSDGMBTExCZ06


			Exterior/None - Manufacturing - Bio/Tech - 07			Manufacturing - Bio/Tech			07			Exterior/None			Com-Indoor-Exit			Ex			MBT			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMBTExCZ07			Com-Indoor-ExitSCEMBTExCZ07			Com-Indoor-ExitSDGMBTExCZ07


			Exterior/None - Manufacturing - Bio/Tech - 08			Manufacturing - Bio/Tech			08			Exterior/None			Com-Indoor-Exit			Ex			MBT			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMBTExCZ08			Com-Indoor-ExitSCEMBTExCZ08			Com-Indoor-ExitSDGMBTExCZ08


			Exterior/None - Manufacturing - Bio/Tech - 09			Manufacturing - Bio/Tech			09			Exterior/None			Com-Indoor-Exit			Ex			MBT			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMBTExCZ09			Com-Indoor-ExitSCEMBTExCZ09			Com-Indoor-ExitSDGMBTExCZ09


			Exterior/None - Manufacturing - Bio/Tech - 10			Manufacturing - Bio/Tech			10			Exterior/None			Com-Indoor-Exit			Ex			MBT			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMBTExCZ10			Com-Indoor-ExitSCEMBTExCZ10			Com-Indoor-ExitSDGMBTExCZ10


			Exterior/None - Manufacturing - Bio/Tech - 11			Manufacturing - Bio/Tech			11			Exterior/None			Com-Indoor-Exit			Ex			MBT			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMBTExCZ11			Com-Indoor-ExitSCEMBTExCZ11			Com-Indoor-ExitSDGMBTExCZ11


			Exterior/None - Manufacturing - Bio/Tech - 12			Manufacturing - Bio/Tech			12			Exterior/None			Com-Indoor-Exit			Ex			MBT			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMBTExCZ12			Com-Indoor-ExitSCEMBTExCZ12			Com-Indoor-ExitSDGMBTExCZ12


			Exterior/None - Manufacturing - Bio/Tech - 13			Manufacturing - Bio/Tech			13			Exterior/None			Com-Indoor-Exit			Ex			MBT			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMBTExCZ13			Com-Indoor-ExitSCEMBTExCZ13			Com-Indoor-ExitSDGMBTExCZ13


			Exterior/None - Manufacturing - Bio/Tech - 14			Manufacturing - Bio/Tech			14			Exterior/None			Com-Indoor-Exit			Ex			MBT			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMBTExCZ14			Com-Indoor-ExitSCEMBTExCZ14			Com-Indoor-ExitSDGMBTExCZ14


			Exterior/None - Manufacturing - Bio/Tech - 15			Manufacturing - Bio/Tech			15			Exterior/None			Com-Indoor-Exit			Ex			MBT			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMBTExCZ15			Com-Indoor-ExitSCEMBTExCZ15			Com-Indoor-ExitSDGMBTExCZ15


			Exterior/None - Manufacturing - Bio/Tech - 16			Manufacturing - Bio/Tech			16			Exterior/None			Com-Indoor-Exit			Ex			MBT			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMBTExCZ16			Com-Indoor-ExitSCEMBTExCZ16			Com-Indoor-ExitSDGMBTExCZ16


			Exterior/None - Manufacturing - Bio/Tech - 17			Manufacturing - Bio/Tech			17			Exterior/None			Com-Indoor-Exit			Ex			MBT			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMBTExIOU			Com-Indoor-ExitSCEMBTExIOU			Com-Indoor-ExitSDGMBTExIOU


			Exterior/None - Manufacturing - Light Industrial - 01			Manufacturing - Light Industrial			01			Exterior/None			Com-Indoor-Exit			Ex			MLI			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMLIExCZ01			Com-Indoor-ExitSCEMLIExCZ01			Com-Indoor-ExitSDGMLIExCZ01


			Exterior/None - Manufacturing - Light Industrial - 02			Manufacturing - Light Industrial			02			Exterior/None			Com-Indoor-Exit			Ex			MLI			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMLIExCZ02			Com-Indoor-ExitSCEMLIExCZ02			Com-Indoor-ExitSDGMLIExCZ02


			Exterior/None - Manufacturing - Light Industrial - 03			Manufacturing - Light Industrial			03			Exterior/None			Com-Indoor-Exit			Ex			MLI			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMLIExCZ03			Com-Indoor-ExitSCEMLIExCZ03			Com-Indoor-ExitSDGMLIExCZ03


			Exterior/None - Manufacturing - Light Industrial - 04			Manufacturing - Light Industrial			04			Exterior/None			Com-Indoor-Exit			Ex			MLI			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMLIExCZ04			Com-Indoor-ExitSCEMLIExCZ04			Com-Indoor-ExitSDGMLIExCZ04


			Exterior/None - Manufacturing - Light Industrial - 05			Manufacturing - Light Industrial			05			Exterior/None			Com-Indoor-Exit			Ex			MLI			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMLIExCZ05			Com-Indoor-ExitSCEMLIExCZ05			Com-Indoor-ExitSDGMLIExCZ05


			Exterior/None - Manufacturing - Light Industrial - 06			Manufacturing - Light Industrial			06			Exterior/None			Com-Indoor-Exit			Ex			MLI			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMLIExCZ06			Com-Indoor-ExitSCEMLIExCZ06			Com-Indoor-ExitSDGMLIExCZ06


			Exterior/None - Manufacturing - Light Industrial - 07			Manufacturing - Light Industrial			07			Exterior/None			Com-Indoor-Exit			Ex			MLI			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMLIExCZ07			Com-Indoor-ExitSCEMLIExCZ07			Com-Indoor-ExitSDGMLIExCZ07


			Exterior/None - Manufacturing - Light Industrial - 08			Manufacturing - Light Industrial			08			Exterior/None			Com-Indoor-Exit			Ex			MLI			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMLIExCZ08			Com-Indoor-ExitSCEMLIExCZ08			Com-Indoor-ExitSDGMLIExCZ08


			Exterior/None - Manufacturing - Light Industrial - 09			Manufacturing - Light Industrial			09			Exterior/None			Com-Indoor-Exit			Ex			MLI			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMLIExCZ09			Com-Indoor-ExitSCEMLIExCZ09			Com-Indoor-ExitSDGMLIExCZ09


			Exterior/None - Manufacturing - Light Industrial - 10			Manufacturing - Light Industrial			10			Exterior/None			Com-Indoor-Exit			Ex			MLI			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMLIExCZ10			Com-Indoor-ExitSCEMLIExCZ10			Com-Indoor-ExitSDGMLIExCZ10


			Exterior/None - Manufacturing - Light Industrial - 11			Manufacturing - Light Industrial			11			Exterior/None			Com-Indoor-Exit			Ex			MLI			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMLIExCZ11			Com-Indoor-ExitSCEMLIExCZ11			Com-Indoor-ExitSDGMLIExCZ11


			Exterior/None - Manufacturing - Light Industrial - 12			Manufacturing - Light Industrial			12			Exterior/None			Com-Indoor-Exit			Ex			MLI			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMLIExCZ12			Com-Indoor-ExitSCEMLIExCZ12			Com-Indoor-ExitSDGMLIExCZ12


			Exterior/None - Manufacturing - Light Industrial - 13			Manufacturing - Light Industrial			13			Exterior/None			Com-Indoor-Exit			Ex			MLI			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMLIExCZ13			Com-Indoor-ExitSCEMLIExCZ13			Com-Indoor-ExitSDGMLIExCZ13


			Exterior/None - Manufacturing - Light Industrial - 14			Manufacturing - Light Industrial			14			Exterior/None			Com-Indoor-Exit			Ex			MLI			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMLIExCZ14			Com-Indoor-ExitSCEMLIExCZ14			Com-Indoor-ExitSDGMLIExCZ14


			Exterior/None - Manufacturing - Light Industrial - 15			Manufacturing - Light Industrial			15			Exterior/None			Com-Indoor-Exit			Ex			MLI			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMLIExCZ15			Com-Indoor-ExitSCEMLIExCZ15			Com-Indoor-ExitSDGMLIExCZ15


			Exterior/None - Manufacturing - Light Industrial - 16			Manufacturing - Light Industrial			16			Exterior/None			Com-Indoor-Exit			Ex			MLI			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMLIExCZ16			Com-Indoor-ExitSCEMLIExCZ16			Com-Indoor-ExitSDGMLIExCZ16


			Exterior/None - Manufacturing - Light Industrial - 17			Manufacturing - Light Industrial			17			Exterior/None			Com-Indoor-Exit			Ex			MLI			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMLIExIOU			Com-Indoor-ExitSCEMLIExIOU			Com-Indoor-ExitSDGMLIExIOU


			Exterior/None - Misc - Commercial - 01			Misc - Commercial			01			Exterior/None			Com-Indoor-Exit			Ex			MiC			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMiCExCZ01			Com-Indoor-ExitSCEMiCExCZ01			Com-Indoor-ExitSDGMiCExCZ01


			Exterior/None - Misc - Commercial - 02			Misc - Commercial			02			Exterior/None			Com-Indoor-Exit			Ex			MiC			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMiCExCZ02			Com-Indoor-ExitSCEMiCExCZ02			Com-Indoor-ExitSDGMiCExCZ02


			Exterior/None - Misc - Commercial - 03			Misc - Commercial			03			Exterior/None			Com-Indoor-Exit			Ex			MiC			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMiCExCZ03			Com-Indoor-ExitSCEMiCExCZ03			Com-Indoor-ExitSDGMiCExCZ03


			Exterior/None - Misc - Commercial - 04			Misc - Commercial			04			Exterior/None			Com-Indoor-Exit			Ex			MiC			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMiCExCZ04			Com-Indoor-ExitSCEMiCExCZ04			Com-Indoor-ExitSDGMiCExCZ04


			Exterior/None - Misc - Commercial - 05			Misc - Commercial			05			Exterior/None			Com-Indoor-Exit			Ex			MiC			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMiCExCZ05			Com-Indoor-ExitSCEMiCExCZ05			Com-Indoor-ExitSDGMiCExCZ05


			Exterior/None - Misc - Commercial - 06			Misc - Commercial			06			Exterior/None			Com-Indoor-Exit			Ex			MiC			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMiCExCZ06			Com-Indoor-ExitSCEMiCExCZ06			Com-Indoor-ExitSDGMiCExCZ06


			Exterior/None - Misc - Commercial - 07			Misc - Commercial			07			Exterior/None			Com-Indoor-Exit			Ex			MiC			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMiCExCZ07			Com-Indoor-ExitSCEMiCExCZ07			Com-Indoor-ExitSDGMiCExCZ07


			Exterior/None - Misc - Commercial - 08			Misc - Commercial			08			Exterior/None			Com-Indoor-Exit			Ex			MiC			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMiCExCZ08			Com-Indoor-ExitSCEMiCExCZ08			Com-Indoor-ExitSDGMiCExCZ08


			Exterior/None - Misc - Commercial - 09			Misc - Commercial			09			Exterior/None			Com-Indoor-Exit			Ex			MiC			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMiCExCZ09			Com-Indoor-ExitSCEMiCExCZ09			Com-Indoor-ExitSDGMiCExCZ09


			Exterior/None - Misc - Commercial - 10			Misc - Commercial			10			Exterior/None			Com-Indoor-Exit			Ex			MiC			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMiCExCZ10			Com-Indoor-ExitSCEMiCExCZ10			Com-Indoor-ExitSDGMiCExCZ10


			Exterior/None - Misc - Commercial - 11			Misc - Commercial			11			Exterior/None			Com-Indoor-Exit			Ex			MiC			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMiCExCZ11			Com-Indoor-ExitSCEMiCExCZ11			Com-Indoor-ExitSDGMiCExCZ11


			Exterior/None - Misc - Commercial - 12			Misc - Commercial			12			Exterior/None			Com-Indoor-Exit			Ex			MiC			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMiCExCZ12			Com-Indoor-ExitSCEMiCExCZ12			Com-Indoor-ExitSDGMiCExCZ12


			Exterior/None - Misc - Commercial - 13			Misc - Commercial			13			Exterior/None			Com-Indoor-Exit			Ex			MiC			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMiCExCZ13			Com-Indoor-ExitSCEMiCExCZ13			Com-Indoor-ExitSDGMiCExCZ13


			Exterior/None - Misc - Commercial - 14			Misc - Commercial			14			Exterior/None			Com-Indoor-Exit			Ex			MiC			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMiCExCZ14			Com-Indoor-ExitSCEMiCExCZ14			Com-Indoor-ExitSDGMiCExCZ14


			Exterior/None - Misc - Commercial - 15			Misc - Commercial			15			Exterior/None			Com-Indoor-Exit			Ex			MiC			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMiCExCZ15			Com-Indoor-ExitSCEMiCExCZ15			Com-Indoor-ExitSDGMiCExCZ15


			Exterior/None - Misc - Commercial - 16			Misc - Commercial			16			Exterior/None			Com-Indoor-Exit			Ex			MiC			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEMiCExCZ16			Com-Indoor-ExitSCEMiCExCZ16			Com-Indoor-ExitSDGMiCExCZ16


			Exterior/None - Misc - Commercial - 17			Misc - Commercial			17			Exterior/None			Com-Indoor-Exit			Ex			MiC			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEMiCExIOU			Com-Indoor-ExitSCEMiCExIOU			Com-Indoor-ExitSDGMiCExIOU


			Exterior/None - Office - Large - 01			Office - Large			01			Exterior/None			Com-Indoor-Exit			Ex			OfL			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfLExCZ01			Com-Indoor-ExitSCEOfLExCZ01			Com-Indoor-ExitSDGOfLExCZ01


			Exterior/None - Office - Large - 02			Office - Large			02			Exterior/None			Com-Indoor-Exit			Ex			OfL			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfLExCZ02			Com-Indoor-ExitSCEOfLExCZ02			Com-Indoor-ExitSDGOfLExCZ02


			Exterior/None - Office - Large - 03			Office - Large			03			Exterior/None			Com-Indoor-Exit			Ex			OfL			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfLExCZ03			Com-Indoor-ExitSCEOfLExCZ03			Com-Indoor-ExitSDGOfLExCZ03


			Exterior/None - Office - Large - 04			Office - Large			04			Exterior/None			Com-Indoor-Exit			Ex			OfL			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfLExCZ04			Com-Indoor-ExitSCEOfLExCZ04			Com-Indoor-ExitSDGOfLExCZ04


			Exterior/None - Office - Large - 05			Office - Large			05			Exterior/None			Com-Indoor-Exit			Ex			OfL			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfLExCZ05			Com-Indoor-ExitSCEOfLExCZ05			Com-Indoor-ExitSDGOfLExCZ05


			Exterior/None - Office - Large - 06			Office - Large			06			Exterior/None			Com-Indoor-Exit			Ex			OfL			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEOfLExCZ06			Com-Indoor-ExitSCEOfLExCZ06			Com-Indoor-ExitSDGOfLExCZ06


			Exterior/None - Office - Large - 07			Office - Large			07			Exterior/None			Com-Indoor-Exit			Ex			OfL			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEOfLExCZ07			Com-Indoor-ExitSCEOfLExCZ07			Com-Indoor-ExitSDGOfLExCZ07


			Exterior/None - Office - Large - 08			Office - Large			08			Exterior/None			Com-Indoor-Exit			Ex			OfL			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEOfLExCZ08			Com-Indoor-ExitSCEOfLExCZ08			Com-Indoor-ExitSDGOfLExCZ08


			Exterior/None - Office - Large - 09			Office - Large			09			Exterior/None			Com-Indoor-Exit			Ex			OfL			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfLExCZ09			Com-Indoor-ExitSCEOfLExCZ09			Com-Indoor-ExitSDGOfLExCZ09


			Exterior/None - Office - Large - 10			Office - Large			10			Exterior/None			Com-Indoor-Exit			Ex			OfL			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEOfLExCZ10			Com-Indoor-ExitSCEOfLExCZ10			Com-Indoor-ExitSDGOfLExCZ10


			Exterior/None - Office - Large - 11			Office - Large			11			Exterior/None			Com-Indoor-Exit			Ex			OfL			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfLExCZ11			Com-Indoor-ExitSCEOfLExCZ11			Com-Indoor-ExitSDGOfLExCZ11


			Exterior/None - Office - Large - 12			Office - Large			12			Exterior/None			Com-Indoor-Exit			Ex			OfL			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfLExCZ12			Com-Indoor-ExitSCEOfLExCZ12			Com-Indoor-ExitSDGOfLExCZ12


			Exterior/None - Office - Large - 13			Office - Large			13			Exterior/None			Com-Indoor-Exit			Ex			OfL			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfLExCZ13			Com-Indoor-ExitSCEOfLExCZ13			Com-Indoor-ExitSDGOfLExCZ13


			Exterior/None - Office - Large - 14			Office - Large			14			Exterior/None			Com-Indoor-Exit			Ex			OfL			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEOfLExCZ14			Com-Indoor-ExitSCEOfLExCZ14			Com-Indoor-ExitSDGOfLExCZ14


			Exterior/None - Office - Large - 15			Office - Large			15			Exterior/None			Com-Indoor-Exit			Ex			OfL			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEOfLExCZ15			Com-Indoor-ExitSCEOfLExCZ15			Com-Indoor-ExitSDGOfLExCZ15


			Exterior/None - Office - Large - 16			Office - Large			16			Exterior/None			Com-Indoor-Exit			Ex			OfL			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfLExCZ16			Com-Indoor-ExitSCEOfLExCZ16			Com-Indoor-ExitSDGOfLExCZ16


			Exterior/None - Office - Large - 17			Office - Large			17			Exterior/None			Com-Indoor-Exit			Ex			OfL			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEOfLExIOU			Com-Indoor-ExitSCEOfLExIOU			Com-Indoor-ExitSDGOfLExIOU


			Exterior/None - Office - Small - 01			Office - Small			01			Exterior/None			Com-Indoor-Exit			Ex			OfS			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfSExCZ01			Com-Indoor-ExitSCEOfSExCZ01			Com-Indoor-ExitSDGOfSExCZ01


			Exterior/None - Office - Small - 02			Office - Small			02			Exterior/None			Com-Indoor-Exit			Ex			OfS			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfSExCZ02			Com-Indoor-ExitSCEOfSExCZ02			Com-Indoor-ExitSDGOfSExCZ02


			Exterior/None - Office - Small - 03			Office - Small			03			Exterior/None			Com-Indoor-Exit			Ex			OfS			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfSExCZ03			Com-Indoor-ExitSCEOfSExCZ03			Com-Indoor-ExitSDGOfSExCZ03


			Exterior/None - Office - Small - 04			Office - Small			04			Exterior/None			Com-Indoor-Exit			Ex			OfS			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfSExCZ04			Com-Indoor-ExitSCEOfSExCZ04			Com-Indoor-ExitSDGOfSExCZ04


			Exterior/None - Office - Small - 05			Office - Small			05			Exterior/None			Com-Indoor-Exit			Ex			OfS			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfSExCZ05			Com-Indoor-ExitSCEOfSExCZ05			Com-Indoor-ExitSDGOfSExCZ05


			Exterior/None - Office - Small - 06			Office - Small			06			Exterior/None			Com-Indoor-Exit			Ex			OfS			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEOfSExCZ06			Com-Indoor-ExitSCEOfSExCZ06			Com-Indoor-ExitSDGOfSExCZ06


			Exterior/None - Office - Small - 07			Office - Small			07			Exterior/None			Com-Indoor-Exit			Ex			OfS			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEOfSExCZ07			Com-Indoor-ExitSCEOfSExCZ07			Com-Indoor-ExitSDGOfSExCZ07


			Exterior/None - Office - Small - 08			Office - Small			08			Exterior/None			Com-Indoor-Exit			Ex			OfS			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEOfSExCZ08			Com-Indoor-ExitSCEOfSExCZ08			Com-Indoor-ExitSDGOfSExCZ08


			Exterior/None - Office - Small - 09			Office - Small			09			Exterior/None			Com-Indoor-Exit			Ex			OfS			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfSExCZ09			Com-Indoor-ExitSCEOfSExCZ09			Com-Indoor-ExitSDGOfSExCZ09


			Exterior/None - Office - Small - 10			Office - Small			10			Exterior/None			Com-Indoor-Exit			Ex			OfS			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEOfSExCZ10			Com-Indoor-ExitSCEOfSExCZ10			Com-Indoor-ExitSDGOfSExCZ10


			Exterior/None - Office - Small - 11			Office - Small			11			Exterior/None			Com-Indoor-Exit			Ex			OfS			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfSExCZ11			Com-Indoor-ExitSCEOfSExCZ11			Com-Indoor-ExitSDGOfSExCZ11


			Exterior/None - Office - Small - 12			Office - Small			12			Exterior/None			Com-Indoor-Exit			Ex			OfS			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfSExCZ12			Com-Indoor-ExitSCEOfSExCZ12			Com-Indoor-ExitSDGOfSExCZ12


			Exterior/None - Office - Small - 13			Office - Small			13			Exterior/None			Com-Indoor-Exit			Ex			OfS			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfSExCZ13			Com-Indoor-ExitSCEOfSExCZ13			Com-Indoor-ExitSDGOfSExCZ13


			Exterior/None - Office - Small - 14			Office - Small			14			Exterior/None			Com-Indoor-Exit			Ex			OfS			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEOfSExCZ14			Com-Indoor-ExitSCEOfSExCZ14			Com-Indoor-ExitSDGOfSExCZ14


			Exterior/None - Office - Small - 15			Office - Small			15			Exterior/None			Com-Indoor-Exit			Ex			OfS			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEOfSExCZ15			Com-Indoor-ExitSCEOfSExCZ15			Com-Indoor-ExitSDGOfSExCZ15


			Exterior/None - Office - Small - 16			Office - Small			16			Exterior/None			Com-Indoor-Exit			Ex			OfS			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEOfSExCZ16			Com-Indoor-ExitSCEOfSExCZ16			Com-Indoor-ExitSDGOfSExCZ16


			Exterior/None - Office - Small - 17			Office - Small			17			Exterior/None			Com-Indoor-Exit			Ex			OfS			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEOfSExIOU			Com-Indoor-ExitSCEOfSExIOU			Com-Indoor-ExitSDGOfSExIOU


			Exterior/None - Restaurant - Fast-Food - 01			Restaurant - Fast-Food			01			Exterior/None			Com-Indoor-Exit			Ex			RFF			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERFFExCZ01			Com-Indoor-ExitSCERFFExCZ01			Com-Indoor-ExitSDGRFFExCZ01


			Exterior/None - Restaurant - Fast-Food - 02			Restaurant - Fast-Food			02			Exterior/None			Com-Indoor-Exit			Ex			RFF			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERFFExCZ02			Com-Indoor-ExitSCERFFExCZ02			Com-Indoor-ExitSDGRFFExCZ02


			Exterior/None - Restaurant - Fast-Food - 03			Restaurant - Fast-Food			03			Exterior/None			Com-Indoor-Exit			Ex			RFF			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERFFExCZ03			Com-Indoor-ExitSCERFFExCZ03			Com-Indoor-ExitSDGRFFExCZ03


			Exterior/None - Restaurant - Fast-Food - 04			Restaurant - Fast-Food			04			Exterior/None			Com-Indoor-Exit			Ex			RFF			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERFFExCZ04			Com-Indoor-ExitSCERFFExCZ04			Com-Indoor-ExitSDGRFFExCZ04


			Exterior/None - Restaurant - Fast-Food - 05			Restaurant - Fast-Food			05			Exterior/None			Com-Indoor-Exit			Ex			RFF			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERFFExCZ05			Com-Indoor-ExitSCERFFExCZ05			Com-Indoor-ExitSDGRFFExCZ05


			Exterior/None - Restaurant - Fast-Food - 06			Restaurant - Fast-Food			06			Exterior/None			Com-Indoor-Exit			Ex			RFF			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERFFExCZ06			Com-Indoor-ExitSCERFFExCZ06			Com-Indoor-ExitSDGRFFExCZ06


			Exterior/None - Restaurant - Fast-Food - 07			Restaurant - Fast-Food			07			Exterior/None			Com-Indoor-Exit			Ex			RFF			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERFFExCZ07			Com-Indoor-ExitSCERFFExCZ07			Com-Indoor-ExitSDGRFFExCZ07


			Exterior/None - Restaurant - Fast-Food - 08			Restaurant - Fast-Food			08			Exterior/None			Com-Indoor-Exit			Ex			RFF			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERFFExCZ08			Com-Indoor-ExitSCERFFExCZ08			Com-Indoor-ExitSDGRFFExCZ08


			Exterior/None - Restaurant - Fast-Food - 09			Restaurant - Fast-Food			09			Exterior/None			Com-Indoor-Exit			Ex			RFF			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERFFExCZ09			Com-Indoor-ExitSCERFFExCZ09			Com-Indoor-ExitSDGRFFExCZ09


			Exterior/None - Restaurant - Fast-Food - 10			Restaurant - Fast-Food			10			Exterior/None			Com-Indoor-Exit			Ex			RFF			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERFFExCZ10			Com-Indoor-ExitSCERFFExCZ10			Com-Indoor-ExitSDGRFFExCZ10


			Exterior/None - Restaurant - Fast-Food - 11			Restaurant - Fast-Food			11			Exterior/None			Com-Indoor-Exit			Ex			RFF			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERFFExCZ11			Com-Indoor-ExitSCERFFExCZ11			Com-Indoor-ExitSDGRFFExCZ11


			Exterior/None - Restaurant - Fast-Food - 12			Restaurant - Fast-Food			12			Exterior/None			Com-Indoor-Exit			Ex			RFF			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERFFExCZ12			Com-Indoor-ExitSCERFFExCZ12			Com-Indoor-ExitSDGRFFExCZ12


			Exterior/None - Restaurant - Fast-Food - 13			Restaurant - Fast-Food			13			Exterior/None			Com-Indoor-Exit			Ex			RFF			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERFFExCZ13			Com-Indoor-ExitSCERFFExCZ13			Com-Indoor-ExitSDGRFFExCZ13


			Exterior/None - Restaurant - Fast-Food - 14			Restaurant - Fast-Food			14			Exterior/None			Com-Indoor-Exit			Ex			RFF			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERFFExCZ14			Com-Indoor-ExitSCERFFExCZ14			Com-Indoor-ExitSDGRFFExCZ14


			Exterior/None - Restaurant - Fast-Food - 15			Restaurant - Fast-Food			15			Exterior/None			Com-Indoor-Exit			Ex			RFF			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERFFExCZ15			Com-Indoor-ExitSCERFFExCZ15			Com-Indoor-ExitSDGRFFExCZ15


			Exterior/None - Restaurant - Fast-Food - 16			Restaurant - Fast-Food			16			Exterior/None			Com-Indoor-Exit			Ex			RFF			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERFFExCZ16			Com-Indoor-ExitSCERFFExCZ16			Com-Indoor-ExitSDGRFFExCZ16


			Exterior/None - Restaurant - Fast-Food - 17			Restaurant - Fast-Food			17			Exterior/None			Com-Indoor-Exit			Ex			RFF			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERFFExIOU			Com-Indoor-ExitSCERFFExIOU			Com-Indoor-ExitSDGRFFExIOU


			Exterior/None - Restaurant - Sit-Down - 01			Restaurant - Sit-Down			01			Exterior/None			Com-Indoor-Exit			Ex			RSD			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERSDExCZ01			Com-Indoor-ExitSCERSDExCZ01			Com-Indoor-ExitSDGRSDExCZ01


			Exterior/None - Restaurant - Sit-Down - 02			Restaurant - Sit-Down			02			Exterior/None			Com-Indoor-Exit			Ex			RSD			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERSDExCZ02			Com-Indoor-ExitSCERSDExCZ02			Com-Indoor-ExitSDGRSDExCZ02


			Exterior/None - Restaurant - Sit-Down - 03			Restaurant - Sit-Down			03			Exterior/None			Com-Indoor-Exit			Ex			RSD			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERSDExCZ03			Com-Indoor-ExitSCERSDExCZ03			Com-Indoor-ExitSDGRSDExCZ03


			Exterior/None - Restaurant - Sit-Down - 04			Restaurant - Sit-Down			04			Exterior/None			Com-Indoor-Exit			Ex			RSD			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERSDExCZ04			Com-Indoor-ExitSCERSDExCZ04			Com-Indoor-ExitSDGRSDExCZ04


			Exterior/None - Restaurant - Sit-Down - 05			Restaurant - Sit-Down			05			Exterior/None			Com-Indoor-Exit			Ex			RSD			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERSDExCZ05			Com-Indoor-ExitSCERSDExCZ05			Com-Indoor-ExitSDGRSDExCZ05


			Exterior/None - Restaurant - Sit-Down - 06			Restaurant - Sit-Down			06			Exterior/None			Com-Indoor-Exit			Ex			RSD			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERSDExCZ06			Com-Indoor-ExitSCERSDExCZ06			Com-Indoor-ExitSDGRSDExCZ06


			Exterior/None - Restaurant - Sit-Down - 07			Restaurant - Sit-Down			07			Exterior/None			Com-Indoor-Exit			Ex			RSD			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERSDExCZ07			Com-Indoor-ExitSCERSDExCZ07			Com-Indoor-ExitSDGRSDExCZ07


			Exterior/None - Restaurant - Sit-Down - 08			Restaurant - Sit-Down			08			Exterior/None			Com-Indoor-Exit			Ex			RSD			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERSDExCZ08			Com-Indoor-ExitSCERSDExCZ08			Com-Indoor-ExitSDGRSDExCZ08


			Exterior/None - Restaurant - Sit-Down - 09			Restaurant - Sit-Down			09			Exterior/None			Com-Indoor-Exit			Ex			RSD			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERSDExCZ09			Com-Indoor-ExitSCERSDExCZ09			Com-Indoor-ExitSDGRSDExCZ09


			Exterior/None - Restaurant - Sit-Down - 10			Restaurant - Sit-Down			10			Exterior/None			Com-Indoor-Exit			Ex			RSD			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERSDExCZ10			Com-Indoor-ExitSCERSDExCZ10			Com-Indoor-ExitSDGRSDExCZ10


			Exterior/None - Restaurant - Sit-Down - 11			Restaurant - Sit-Down			11			Exterior/None			Com-Indoor-Exit			Ex			RSD			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERSDExCZ11			Com-Indoor-ExitSCERSDExCZ11			Com-Indoor-ExitSDGRSDExCZ11


			Exterior/None - Restaurant - Sit-Down - 12			Restaurant - Sit-Down			12			Exterior/None			Com-Indoor-Exit			Ex			RSD			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERSDExCZ12			Com-Indoor-ExitSCERSDExCZ12			Com-Indoor-ExitSDGRSDExCZ12


			Exterior/None - Restaurant - Sit-Down - 13			Restaurant - Sit-Down			13			Exterior/None			Com-Indoor-Exit			Ex			RSD			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERSDExCZ13			Com-Indoor-ExitSCERSDExCZ13			Com-Indoor-ExitSDGRSDExCZ13


			Exterior/None - Restaurant - Sit-Down - 14			Restaurant - Sit-Down			14			Exterior/None			Com-Indoor-Exit			Ex			RSD			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERSDExCZ14			Com-Indoor-ExitSCERSDExCZ14			Com-Indoor-ExitSDGRSDExCZ14


			Exterior/None - Restaurant - Sit-Down - 15			Restaurant - Sit-Down			15			Exterior/None			Com-Indoor-Exit			Ex			RSD			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERSDExCZ15			Com-Indoor-ExitSCERSDExCZ15			Com-Indoor-ExitSDGRSDExCZ15


			Exterior/None - Restaurant - Sit-Down - 16			Restaurant - Sit-Down			16			Exterior/None			Com-Indoor-Exit			Ex			RSD			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERSDExCZ16			Com-Indoor-ExitSCERSDExCZ16			Com-Indoor-ExitSDGRSDExCZ16


			Exterior/None - Restaurant - Sit-Down - 17			Restaurant - Sit-Down			17			Exterior/None			Com-Indoor-Exit			Ex			RSD			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERSDExIOU			Com-Indoor-ExitSCERSDExIOU			Com-Indoor-ExitSDGRSDExIOU


			Exterior/None - Retail - Multistory Large - 01			Retail - Multistory Large			01			Exterior/None			Com-Indoor-Exit			Ex			Rt3			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERt3ExCZ01			Com-Indoor-ExitSCERt3ExCZ01			Com-Indoor-ExitSDGRt3ExCZ01


			Exterior/None - Retail - Multistory Large - 02			Retail - Multistory Large			02			Exterior/None			Com-Indoor-Exit			Ex			Rt3			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERt3ExCZ02			Com-Indoor-ExitSCERt3ExCZ02			Com-Indoor-ExitSDGRt3ExCZ02


			Exterior/None - Retail - Multistory Large - 03			Retail - Multistory Large			03			Exterior/None			Com-Indoor-Exit			Ex			Rt3			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERt3ExCZ03			Com-Indoor-ExitSCERt3ExCZ03			Com-Indoor-ExitSDGRt3ExCZ03


			Exterior/None - Retail - Multistory Large - 04			Retail - Multistory Large			04			Exterior/None			Com-Indoor-Exit			Ex			Rt3			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERt3ExCZ04			Com-Indoor-ExitSCERt3ExCZ04			Com-Indoor-ExitSDGRt3ExCZ04


			Exterior/None - Retail - Multistory Large - 05			Retail - Multistory Large			05			Exterior/None			Com-Indoor-Exit			Ex			Rt3			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERt3ExCZ05			Com-Indoor-ExitSCERt3ExCZ05			Com-Indoor-ExitSDGRt3ExCZ05


			Exterior/None - Retail - Multistory Large - 06			Retail - Multistory Large			06			Exterior/None			Com-Indoor-Exit			Ex			Rt3			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERt3ExCZ06			Com-Indoor-ExitSCERt3ExCZ06			Com-Indoor-ExitSDGRt3ExCZ06


			Exterior/None - Retail - Multistory Large - 07			Retail - Multistory Large			07			Exterior/None			Com-Indoor-Exit			Ex			Rt3			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERt3ExCZ07			Com-Indoor-ExitSCERt3ExCZ07			Com-Indoor-ExitSDGRt3ExCZ07


			Exterior/None - Retail - Multistory Large - 08			Retail - Multistory Large			08			Exterior/None			Com-Indoor-Exit			Ex			Rt3			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERt3ExCZ08			Com-Indoor-ExitSCERt3ExCZ08			Com-Indoor-ExitSDGRt3ExCZ08


			Exterior/None - Retail - Multistory Large - 09			Retail - Multistory Large			09			Exterior/None			Com-Indoor-Exit			Ex			Rt3			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERt3ExCZ09			Com-Indoor-ExitSCERt3ExCZ09			Com-Indoor-ExitSDGRt3ExCZ09


			Exterior/None - Retail - Multistory Large - 10			Retail - Multistory Large			10			Exterior/None			Com-Indoor-Exit			Ex			Rt3			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERt3ExCZ10			Com-Indoor-ExitSCERt3ExCZ10			Com-Indoor-ExitSDGRt3ExCZ10


			Exterior/None - Retail - Multistory Large - 11			Retail - Multistory Large			11			Exterior/None			Com-Indoor-Exit			Ex			Rt3			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERt3ExCZ11			Com-Indoor-ExitSCERt3ExCZ11			Com-Indoor-ExitSDGRt3ExCZ11


			Exterior/None - Retail - Multistory Large - 12			Retail - Multistory Large			12			Exterior/None			Com-Indoor-Exit			Ex			Rt3			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERt3ExCZ12			Com-Indoor-ExitSCERt3ExCZ12			Com-Indoor-ExitSDGRt3ExCZ12


			Exterior/None - Retail - Multistory Large - 13			Retail - Multistory Large			13			Exterior/None			Com-Indoor-Exit			Ex			Rt3			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERt3ExCZ13			Com-Indoor-ExitSCERt3ExCZ13			Com-Indoor-ExitSDGRt3ExCZ13


			Exterior/None - Retail - Multistory Large - 14			Retail - Multistory Large			14			Exterior/None			Com-Indoor-Exit			Ex			Rt3			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERt3ExCZ14			Com-Indoor-ExitSCERt3ExCZ14			Com-Indoor-ExitSDGRt3ExCZ14


			Exterior/None - Retail - Multistory Large - 15			Retail - Multistory Large			15			Exterior/None			Com-Indoor-Exit			Ex			Rt3			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERt3ExCZ15			Com-Indoor-ExitSCERt3ExCZ15			Com-Indoor-ExitSDGRt3ExCZ15


			Exterior/None - Retail - Multistory Large - 16			Retail - Multistory Large			16			Exterior/None			Com-Indoor-Exit			Ex			Rt3			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERt3ExCZ16			Com-Indoor-ExitSCERt3ExCZ16			Com-Indoor-ExitSDGRt3ExCZ16


			Exterior/None - Retail - Multistory Large - 17			Retail - Multistory Large			17			Exterior/None			Com-Indoor-Exit			Ex			Rt3			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERt3ExIOU			Com-Indoor-ExitSCERt3ExIOU			Com-Indoor-ExitSDGRt3ExIOU


			Exterior/None - Retail - Single-Story Large - 01			Retail - Single-Story Large			01			Exterior/None			Com-Indoor-Exit			Ex			RtL			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtLExCZ01			Com-Indoor-ExitSCERtLExCZ01			Com-Indoor-ExitSDGRtLExCZ01


			Exterior/None - Retail - Single-Story Large - 02			Retail - Single-Story Large			02			Exterior/None			Com-Indoor-Exit			Ex			RtL			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtLExCZ02			Com-Indoor-ExitSCERtLExCZ02			Com-Indoor-ExitSDGRtLExCZ02


			Exterior/None - Retail - Single-Story Large - 03			Retail - Single-Story Large			03			Exterior/None			Com-Indoor-Exit			Ex			RtL			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtLExCZ03			Com-Indoor-ExitSCERtLExCZ03			Com-Indoor-ExitSDGRtLExCZ03


			Exterior/None - Retail - Single-Story Large - 04			Retail - Single-Story Large			04			Exterior/None			Com-Indoor-Exit			Ex			RtL			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtLExCZ04			Com-Indoor-ExitSCERtLExCZ04			Com-Indoor-ExitSDGRtLExCZ04


			Exterior/None - Retail - Single-Story Large - 05			Retail - Single-Story Large			05			Exterior/None			Com-Indoor-Exit			Ex			RtL			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtLExCZ05			Com-Indoor-ExitSCERtLExCZ05			Com-Indoor-ExitSDGRtLExCZ05


			Exterior/None - Retail - Single-Story Large - 06			Retail - Single-Story Large			06			Exterior/None			Com-Indoor-Exit			Ex			RtL			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERtLExCZ06			Com-Indoor-ExitSCERtLExCZ06			Com-Indoor-ExitSDGRtLExCZ06


			Exterior/None - Retail - Single-Story Large - 07			Retail - Single-Story Large			07			Exterior/None			Com-Indoor-Exit			Ex			RtL			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERtLExCZ07			Com-Indoor-ExitSCERtLExCZ07			Com-Indoor-ExitSDGRtLExCZ07


			Exterior/None - Retail - Single-Story Large - 08			Retail - Single-Story Large			08			Exterior/None			Com-Indoor-Exit			Ex			RtL			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERtLExCZ08			Com-Indoor-ExitSCERtLExCZ08			Com-Indoor-ExitSDGRtLExCZ08


			Exterior/None - Retail - Single-Story Large - 09			Retail - Single-Story Large			09			Exterior/None			Com-Indoor-Exit			Ex			RtL			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtLExCZ09			Com-Indoor-ExitSCERtLExCZ09			Com-Indoor-ExitSDGRtLExCZ09


			Exterior/None - Retail - Single-Story Large - 10			Retail - Single-Story Large			10			Exterior/None			Com-Indoor-Exit			Ex			RtL			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERtLExCZ10			Com-Indoor-ExitSCERtLExCZ10			Com-Indoor-ExitSDGRtLExCZ10


			Exterior/None - Retail - Single-Story Large - 11			Retail - Single-Story Large			11			Exterior/None			Com-Indoor-Exit			Ex			RtL			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtLExCZ11			Com-Indoor-ExitSCERtLExCZ11			Com-Indoor-ExitSDGRtLExCZ11


			Exterior/None - Retail - Single-Story Large - 12			Retail - Single-Story Large			12			Exterior/None			Com-Indoor-Exit			Ex			RtL			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtLExCZ12			Com-Indoor-ExitSCERtLExCZ12			Com-Indoor-ExitSDGRtLExCZ12


			Exterior/None - Retail - Single-Story Large - 13			Retail - Single-Story Large			13			Exterior/None			Com-Indoor-Exit			Ex			RtL			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtLExCZ13			Com-Indoor-ExitSCERtLExCZ13			Com-Indoor-ExitSDGRtLExCZ13


			Exterior/None - Retail - Single-Story Large - 14			Retail - Single-Story Large			14			Exterior/None			Com-Indoor-Exit			Ex			RtL			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERtLExCZ14			Com-Indoor-ExitSCERtLExCZ14			Com-Indoor-ExitSDGRtLExCZ14


			Exterior/None - Retail - Single-Story Large - 15			Retail - Single-Story Large			15			Exterior/None			Com-Indoor-Exit			Ex			RtL			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERtLExCZ15			Com-Indoor-ExitSCERtLExCZ15			Com-Indoor-ExitSDGRtLExCZ15


			Exterior/None - Retail - Single-Story Large - 16			Retail - Single-Story Large			16			Exterior/None			Com-Indoor-Exit			Ex			RtL			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtLExCZ16			Com-Indoor-ExitSCERtLExCZ16			Com-Indoor-ExitSDGRtLExCZ16


			Exterior/None - Retail - Single-Story Large - 17			Retail - Single-Story Large			17			Exterior/None			Com-Indoor-Exit			Ex			RtL			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERtLExIOU			Com-Indoor-ExitSCERtLExIOU			Com-Indoor-ExitSDGRtLExIOU


			Exterior/None - Retail - Small - 01			Retail - Small			01			Exterior/None			Com-Indoor-Exit			Ex			RtS			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtSExCZ01			Com-Indoor-ExitSCERtSExCZ01			Com-Indoor-ExitSDGRtSExCZ01


			Exterior/None - Retail - Small - 02			Retail - Small			02			Exterior/None			Com-Indoor-Exit			Ex			RtS			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtSExCZ02			Com-Indoor-ExitSCERtSExCZ02			Com-Indoor-ExitSDGRtSExCZ02


			Exterior/None - Retail - Small - 03			Retail - Small			03			Exterior/None			Com-Indoor-Exit			Ex			RtS			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtSExCZ03			Com-Indoor-ExitSCERtSExCZ03			Com-Indoor-ExitSDGRtSExCZ03


			Exterior/None - Retail - Small - 04			Retail - Small			04			Exterior/None			Com-Indoor-Exit			Ex			RtS			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtSExCZ04			Com-Indoor-ExitSCERtSExCZ04			Com-Indoor-ExitSDGRtSExCZ04


			Exterior/None - Retail - Small - 05			Retail - Small			05			Exterior/None			Com-Indoor-Exit			Ex			RtS			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtSExCZ05			Com-Indoor-ExitSCERtSExCZ05			Com-Indoor-ExitSDGRtSExCZ05


			Exterior/None - Retail - Small - 06			Retail - Small			06			Exterior/None			Com-Indoor-Exit			Ex			RtS			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERtSExCZ06			Com-Indoor-ExitSCERtSExCZ06			Com-Indoor-ExitSDGRtSExCZ06


			Exterior/None - Retail - Small - 07			Retail - Small			07			Exterior/None			Com-Indoor-Exit			Ex			RtS			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERtSExCZ07			Com-Indoor-ExitSCERtSExCZ07			Com-Indoor-ExitSDGRtSExCZ07


			Exterior/None - Retail - Small - 08			Retail - Small			08			Exterior/None			Com-Indoor-Exit			Ex			RtS			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERtSExCZ08			Com-Indoor-ExitSCERtSExCZ08			Com-Indoor-ExitSDGRtSExCZ08


			Exterior/None - Retail - Small - 09			Retail - Small			09			Exterior/None			Com-Indoor-Exit			Ex			RtS			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtSExCZ09			Com-Indoor-ExitSCERtSExCZ09			Com-Indoor-ExitSDGRtSExCZ09


			Exterior/None - Retail - Small - 10			Retail - Small			10			Exterior/None			Com-Indoor-Exit			Ex			RtS			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERtSExCZ10			Com-Indoor-ExitSCERtSExCZ10			Com-Indoor-ExitSDGRtSExCZ10


			Exterior/None - Retail - Small - 11			Retail - Small			11			Exterior/None			Com-Indoor-Exit			Ex			RtS			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtSExCZ11			Com-Indoor-ExitSCERtSExCZ11			Com-Indoor-ExitSDGRtSExCZ11


			Exterior/None - Retail - Small - 12			Retail - Small			12			Exterior/None			Com-Indoor-Exit			Ex			RtS			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtSExCZ12			Com-Indoor-ExitSCERtSExCZ12			Com-Indoor-ExitSDGRtSExCZ12


			Exterior/None - Retail - Small - 13			Retail - Small			13			Exterior/None			Com-Indoor-Exit			Ex			RtS			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtSExCZ13			Com-Indoor-ExitSCERtSExCZ13			Com-Indoor-ExitSDGRtSExCZ13


			Exterior/None - Retail - Small - 14			Retail - Small			14			Exterior/None			Com-Indoor-Exit			Ex			RtS			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERtSExCZ14			Com-Indoor-ExitSCERtSExCZ14			Com-Indoor-ExitSDGRtSExCZ14


			Exterior/None - Retail - Small - 15			Retail - Small			15			Exterior/None			Com-Indoor-Exit			Ex			RtS			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERtSExCZ15			Com-Indoor-ExitSCERtSExCZ15			Com-Indoor-ExitSDGRtSExCZ15


			Exterior/None - Retail - Small - 16			Retail - Small			16			Exterior/None			Com-Indoor-Exit			Ex			RtS			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGERtSExCZ16			Com-Indoor-ExitSCERtSExCZ16			Com-Indoor-ExitSDGRtSExCZ16


			Exterior/None - Retail - Small - 17			Retail - Small			17			Exterior/None			Com-Indoor-Exit			Ex			RtS			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGERtSExIOU			Com-Indoor-ExitSCERtSExIOU			Com-Indoor-ExitSDGRtSExIOU


			Exterior/None - Storage - Conditioned - 01			Storage - Conditioned			01			Exterior/None			Com-Indoor-Exit			Ex			SCn			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGESCnExCZ01			Com-Indoor-ExitSCESCnExCZ01			Com-Indoor-ExitSDGSCnExCZ01


			Exterior/None - Storage - Conditioned - 02			Storage - Conditioned			02			Exterior/None			Com-Indoor-Exit			Ex			SCn			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGESCnExCZ02			Com-Indoor-ExitSCESCnExCZ02			Com-Indoor-ExitSDGSCnExCZ02


			Exterior/None - Storage - Conditioned - 03			Storage - Conditioned			03			Exterior/None			Com-Indoor-Exit			Ex			SCn			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGESCnExCZ03			Com-Indoor-ExitSCESCnExCZ03			Com-Indoor-ExitSDGSCnExCZ03


			Exterior/None - Storage - Conditioned - 04			Storage - Conditioned			04			Exterior/None			Com-Indoor-Exit			Ex			SCn			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGESCnExCZ04			Com-Indoor-ExitSCESCnExCZ04			Com-Indoor-ExitSDGSCnExCZ04


			Exterior/None - Storage - Conditioned - 05			Storage - Conditioned			05			Exterior/None			Com-Indoor-Exit			Ex			SCn			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGESCnExCZ05			Com-Indoor-ExitSCESCnExCZ05			Com-Indoor-ExitSDGSCnExCZ05


			Exterior/None - Storage - Conditioned - 06			Storage - Conditioned			06			Exterior/None			Com-Indoor-Exit			Ex			SCn			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESCnExCZ06			Com-Indoor-ExitSCESCnExCZ06			Com-Indoor-ExitSDGSCnExCZ06


			Exterior/None - Storage - Conditioned - 07			Storage - Conditioned			07			Exterior/None			Com-Indoor-Exit			Ex			SCn			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESCnExCZ07			Com-Indoor-ExitSCESCnExCZ07			Com-Indoor-ExitSDGSCnExCZ07


			Exterior/None - Storage - Conditioned - 08			Storage - Conditioned			08			Exterior/None			Com-Indoor-Exit			Ex			SCn			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESCnExCZ08			Com-Indoor-ExitSCESCnExCZ08			Com-Indoor-ExitSDGSCnExCZ08


			Exterior/None - Storage - Conditioned - 09			Storage - Conditioned			09			Exterior/None			Com-Indoor-Exit			Ex			SCn			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGESCnExCZ09			Com-Indoor-ExitSCESCnExCZ09			Com-Indoor-ExitSDGSCnExCZ09


			Exterior/None - Storage - Conditioned - 10			Storage - Conditioned			10			Exterior/None			Com-Indoor-Exit			Ex			SCn			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESCnExCZ10			Com-Indoor-ExitSCESCnExCZ10			Com-Indoor-ExitSDGSCnExCZ10


			Exterior/None - Storage - Conditioned - 11			Storage - Conditioned			11			Exterior/None			Com-Indoor-Exit			Ex			SCn			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGESCnExCZ11			Com-Indoor-ExitSCESCnExCZ11			Com-Indoor-ExitSDGSCnExCZ11


			Exterior/None - Storage - Conditioned - 12			Storage - Conditioned			12			Exterior/None			Com-Indoor-Exit			Ex			SCn			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGESCnExCZ12			Com-Indoor-ExitSCESCnExCZ12			Com-Indoor-ExitSDGSCnExCZ12


			Exterior/None - Storage - Conditioned - 13			Storage - Conditioned			13			Exterior/None			Com-Indoor-Exit			Ex			SCn			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGESCnExCZ13			Com-Indoor-ExitSCESCnExCZ13			Com-Indoor-ExitSDGSCnExCZ13


			Exterior/None - Storage - Conditioned - 14			Storage - Conditioned			14			Exterior/None			Com-Indoor-Exit			Ex			SCn			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESCnExCZ14			Com-Indoor-ExitSCESCnExCZ14			Com-Indoor-ExitSDGSCnExCZ14


			Exterior/None - Storage - Conditioned - 15			Storage - Conditioned			15			Exterior/None			Com-Indoor-Exit			Ex			SCn			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESCnExCZ15			Com-Indoor-ExitSCESCnExCZ15			Com-Indoor-ExitSDGSCnExCZ15


			Exterior/None - Storage - Conditioned - 16			Storage - Conditioned			16			Exterior/None			Com-Indoor-Exit			Ex			SCn			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGESCnExCZ16			Com-Indoor-ExitSCESCnExCZ16			Com-Indoor-ExitSDGSCnExCZ16


			Exterior/None - Storage - Conditioned - 17			Storage - Conditioned			17			Exterior/None			Com-Indoor-Exit			Ex			SCn			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESCnExIOU			Com-Indoor-ExitSCESCnExIOU			Com-Indoor-ExitSDGSCnExIOU


			Exterior/None - Storage - Unconditioned - 01			Storage - Unconditioned			01			Exterior/None			Com-Indoor-Exit			Ex			SUn			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGESUnExCZ01			Com-Indoor-ExitSCESUnExCZ01			Com-Indoor-ExitSDGSUnExCZ01


			Exterior/None - Storage - Unconditioned - 02			Storage - Unconditioned			02			Exterior/None			Com-Indoor-Exit			Ex			SUn			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGESUnExCZ02			Com-Indoor-ExitSCESUnExCZ02			Com-Indoor-ExitSDGSUnExCZ02


			Exterior/None - Storage - Unconditioned - 03			Storage - Unconditioned			03			Exterior/None			Com-Indoor-Exit			Ex			SUn			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGESUnExCZ03			Com-Indoor-ExitSCESUnExCZ03			Com-Indoor-ExitSDGSUnExCZ03


			Exterior/None - Storage - Unconditioned - 04			Storage - Unconditioned			04			Exterior/None			Com-Indoor-Exit			Ex			SUn			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGESUnExCZ04			Com-Indoor-ExitSCESUnExCZ04			Com-Indoor-ExitSDGSUnExCZ04


			Exterior/None - Storage - Unconditioned - 05			Storage - Unconditioned			05			Exterior/None			Com-Indoor-Exit			Ex			SUn			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGESUnExCZ05			Com-Indoor-ExitSCESUnExCZ05			Com-Indoor-ExitSDGSUnExCZ05


			Exterior/None - Storage - Unconditioned - 06			Storage - Unconditioned			06			Exterior/None			Com-Indoor-Exit			Ex			SUn			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESUnExCZ06			Com-Indoor-ExitSCESUnExCZ06			Com-Indoor-ExitSDGSUnExCZ06


			Exterior/None - Storage - Unconditioned - 07			Storage - Unconditioned			07			Exterior/None			Com-Indoor-Exit			Ex			SUn			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESUnExCZ07			Com-Indoor-ExitSCESUnExCZ07			Com-Indoor-ExitSDGSUnExCZ07


			Exterior/None - Storage - Unconditioned - 08			Storage - Unconditioned			08			Exterior/None			Com-Indoor-Exit			Ex			SUn			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESUnExCZ08			Com-Indoor-ExitSCESUnExCZ08			Com-Indoor-ExitSDGSUnExCZ08


			Exterior/None - Storage - Unconditioned - 09			Storage - Unconditioned			09			Exterior/None			Com-Indoor-Exit			Ex			SUn			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGESUnExCZ09			Com-Indoor-ExitSCESUnExCZ09			Com-Indoor-ExitSDGSUnExCZ09


			Exterior/None - Storage - Unconditioned - 10			Storage - Unconditioned			10			Exterior/None			Com-Indoor-Exit			Ex			SUn			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESUnExCZ10			Com-Indoor-ExitSCESUnExCZ10			Com-Indoor-ExitSDGSUnExCZ10


			Exterior/None - Storage - Unconditioned - 11			Storage - Unconditioned			11			Exterior/None			Com-Indoor-Exit			Ex			SUn			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGESUnExCZ11			Com-Indoor-ExitSCESUnExCZ11			Com-Indoor-ExitSDGSUnExCZ11


			Exterior/None - Storage - Unconditioned - 12			Storage - Unconditioned			12			Exterior/None			Com-Indoor-Exit			Ex			SUn			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGESUnExCZ12			Com-Indoor-ExitSCESUnExCZ12			Com-Indoor-ExitSDGSUnExCZ12


			Exterior/None - Storage - Unconditioned - 13			Storage - Unconditioned			13			Exterior/None			Com-Indoor-Exit			Ex			SUn			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGESUnExCZ13			Com-Indoor-ExitSCESUnExCZ13			Com-Indoor-ExitSDGSUnExCZ13


			Exterior/None - Storage - Unconditioned - 14			Storage - Unconditioned			14			Exterior/None			Com-Indoor-Exit			Ex			SUn			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESUnExCZ14			Com-Indoor-ExitSCESUnExCZ14			Com-Indoor-ExitSDGSUnExCZ14


			Exterior/None - Storage - Unconditioned - 15			Storage - Unconditioned			15			Exterior/None			Com-Indoor-Exit			Ex			SUn			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESUnExCZ15			Com-Indoor-ExitSCESUnExCZ15			Com-Indoor-ExitSDGSUnExCZ15


			Exterior/None - Storage - Unconditioned - 16			Storage - Unconditioned			16			Exterior/None			Com-Indoor-Exit			Ex			SUn			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGESUnExCZ16			Com-Indoor-ExitSCESUnExCZ16			Com-Indoor-ExitSDGSUnExCZ16


			Exterior/None - Storage - Unconditioned - 17			Storage - Unconditioned			17			Exterior/None			Com-Indoor-Exit			Ex			SUn			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGESUnExIOU			Com-Indoor-ExitSCESUnExIOU			Com-Indoor-ExitSDGSUnExIOU


			Exterior/None - Transportation - Communication - Utilities - 01			Transportation - Communication - Utilities			01			Exterior/None			Com-Indoor-Exit			Ex			TCU			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGETCUExCZ01			Com-Indoor-ExitSCETCUExCZ01			Com-Indoor-ExitSDGTCUExCZ01


			Exterior/None - Transportation - Communication - Utilities - 02			Transportation - Communication - Utilities			02			Exterior/None			Com-Indoor-Exit			Ex			TCU			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGETCUExCZ02			Com-Indoor-ExitSCETCUExCZ02			Com-Indoor-ExitSDGTCUExCZ02


			Exterior/None - Transportation - Communication - Utilities - 03			Transportation - Communication - Utilities			03			Exterior/None			Com-Indoor-Exit			Ex			TCU			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGETCUExCZ03			Com-Indoor-ExitSCETCUExCZ03			Com-Indoor-ExitSDGTCUExCZ03


			Exterior/None - Transportation - Communication - Utilities - 04			Transportation - Communication - Utilities			04			Exterior/None			Com-Indoor-Exit			Ex			TCU			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGETCUExCZ04			Com-Indoor-ExitSCETCUExCZ04			Com-Indoor-ExitSDGTCUExCZ04


			Exterior/None - Transportation - Communication - Utilities - 05			Transportation - Communication - Utilities			05			Exterior/None			Com-Indoor-Exit			Ex			TCU			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGETCUExCZ05			Com-Indoor-ExitSCETCUExCZ05			Com-Indoor-ExitSDGTCUExCZ05


			Exterior/None - Transportation - Communication - Utilities - 06			Transportation - Communication - Utilities			06			Exterior/None			Com-Indoor-Exit			Ex			TCU			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGETCUExCZ06			Com-Indoor-ExitSCETCUExCZ06			Com-Indoor-ExitSDGTCUExCZ06


			Exterior/None - Transportation - Communication - Utilities - 07			Transportation - Communication - Utilities			07			Exterior/None			Com-Indoor-Exit			Ex			TCU			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGETCUExCZ07			Com-Indoor-ExitSCETCUExCZ07			Com-Indoor-ExitSDGTCUExCZ07


			Exterior/None - Transportation - Communication - Utilities - 08			Transportation - Communication - Utilities			08			Exterior/None			Com-Indoor-Exit			Ex			TCU			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGETCUExCZ08			Com-Indoor-ExitSCETCUExCZ08			Com-Indoor-ExitSDGTCUExCZ08


			Exterior/None - Transportation - Communication - Utilities - 09			Transportation - Communication - Utilities			09			Exterior/None			Com-Indoor-Exit			Ex			TCU			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGETCUExCZ09			Com-Indoor-ExitSCETCUExCZ09			Com-Indoor-ExitSDGTCUExCZ09


			Exterior/None - Transportation - Communication - Utilities - 10			Transportation - Communication - Utilities			10			Exterior/None			Com-Indoor-Exit			Ex			TCU			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGETCUExCZ10			Com-Indoor-ExitSCETCUExCZ10			Com-Indoor-ExitSDGTCUExCZ10


			Exterior/None - Transportation - Communication - Utilities - 11			Transportation - Communication - Utilities			11			Exterior/None			Com-Indoor-Exit			Ex			TCU			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGETCUExCZ11			Com-Indoor-ExitSCETCUExCZ11			Com-Indoor-ExitSDGTCUExCZ11


			Exterior/None - Transportation - Communication - Utilities - 12			Transportation - Communication - Utilities			12			Exterior/None			Com-Indoor-Exit			Ex			TCU			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGETCUExCZ12			Com-Indoor-ExitSCETCUExCZ12			Com-Indoor-ExitSDGTCUExCZ12


			Exterior/None - Transportation - Communication - Utilities - 13			Transportation - Communication - Utilities			13			Exterior/None			Com-Indoor-Exit			Ex			TCU			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGETCUExCZ13			Com-Indoor-ExitSCETCUExCZ13			Com-Indoor-ExitSDGTCUExCZ13


			Exterior/None - Transportation - Communication - Utilities - 14			Transportation - Communication - Utilities			14			Exterior/None			Com-Indoor-Exit			Ex			TCU			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGETCUExCZ14			Com-Indoor-ExitSCETCUExCZ14			Com-Indoor-ExitSDGTCUExCZ14


			Exterior/None - Transportation - Communication - Utilities - 15			Transportation - Communication - Utilities			15			Exterior/None			Com-Indoor-Exit			Ex			TCU			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGETCUExCZ15			Com-Indoor-ExitSCETCUExCZ15			Com-Indoor-ExitSDGTCUExCZ15


			Exterior/None - Transportation - Communication - Utilities - 16			Transportation - Communication - Utilities			16			Exterior/None			Com-Indoor-Exit			Ex			TCU			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGETCUExCZ16			Com-Indoor-ExitSCETCUExCZ16			Com-Indoor-ExitSDGTCUExCZ16


			Exterior/None - Transportation - Communication - Utilities - 17			Transportation - Communication - Utilities			17			Exterior/None			Com-Indoor-Exit			Ex			TCU			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGETCUExIOU			Com-Indoor-ExitSCETCUExIOU			Com-Indoor-ExitSDGTCUExIOU


			Exterior/None - Warehouse - Refrigerated - 01			Warehouse - Refrigerated			01			Exterior/None			Com-Indoor-Exit			Ex			WRf			CZ01			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEWRfExCZ01			Com-Indoor-ExitSCEWRfExCZ01			Com-Indoor-ExitSDGWRfExCZ01


			Exterior/None - Warehouse - Refrigerated - 02			Warehouse - Refrigerated			02			Exterior/None			Com-Indoor-Exit			Ex			WRf			CZ02			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEWRfExCZ02			Com-Indoor-ExitSCEWRfExCZ02			Com-Indoor-ExitSDGWRfExCZ02


			Exterior/None - Warehouse - Refrigerated - 03			Warehouse - Refrigerated			03			Exterior/None			Com-Indoor-Exit			Ex			WRf			CZ03			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEWRfExCZ03			Com-Indoor-ExitSCEWRfExCZ03			Com-Indoor-ExitSDGWRfExCZ03


			Exterior/None - Warehouse - Refrigerated - 04			Warehouse - Refrigerated			04			Exterior/None			Com-Indoor-Exit			Ex			WRf			CZ04			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEWRfExCZ04			Com-Indoor-ExitSCEWRfExCZ04			Com-Indoor-ExitSDGWRfExCZ04


			Exterior/None - Warehouse - Refrigerated - 05			Warehouse - Refrigerated			05			Exterior/None			Com-Indoor-Exit			Ex			WRf			CZ05			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEWRfExCZ05			Com-Indoor-ExitSCEWRfExCZ05			Com-Indoor-ExitSDGWRfExCZ05


			Exterior/None - Warehouse - Refrigerated - 06			Warehouse - Refrigerated			06			Exterior/None			Com-Indoor-Exit			Ex			WRf			CZ06			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEWRfExCZ06			Com-Indoor-ExitSCEWRfExCZ06			Com-Indoor-ExitSDGWRfExCZ06


			Exterior/None - Warehouse - Refrigerated - 07			Warehouse - Refrigerated			07			Exterior/None			Com-Indoor-Exit			Ex			WRf			CZ07			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			0			0			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEWRfExCZ07			Com-Indoor-ExitSCEWRfExCZ07			Com-Indoor-ExitSDGWRfExCZ07


			Exterior/None - Warehouse - Refrigerated - 08			Warehouse - Refrigerated			08			Exterior/None			Com-Indoor-Exit			Ex			WRf			CZ08			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEWRfExCZ08			Com-Indoor-ExitSCEWRfExCZ08			Com-Indoor-ExitSDGWRfExCZ08


			Exterior/None - Warehouse - Refrigerated - 09			Warehouse - Refrigerated			09			Exterior/None			Com-Indoor-Exit			Ex			WRf			CZ09			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEWRfExCZ09			Com-Indoor-ExitSCEWRfExCZ09			Com-Indoor-ExitSDGWRfExCZ09


			Exterior/None - Warehouse - Refrigerated - 10			Warehouse - Refrigerated			10			Exterior/None			Com-Indoor-Exit			Ex			WRf			CZ10			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEWRfExCZ10			Com-Indoor-ExitSCEWRfExCZ10			Com-Indoor-ExitSDGWRfExCZ10


			Exterior/None - Warehouse - Refrigerated - 11			Warehouse - Refrigerated			11			Exterior/None			Com-Indoor-Exit			Ex			WRf			CZ11			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEWRfExCZ11			Com-Indoor-ExitSCEWRfExCZ11			Com-Indoor-ExitSDGWRfExCZ11


			Exterior/None - Warehouse - Refrigerated - 12			Warehouse - Refrigerated			12			Exterior/None			Com-Indoor-Exit			Ex			WRf			CZ12			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			0			0			SDG			1			1			0			0			0									Com-Indoor-ExitPGEWRfExCZ12			Com-Indoor-ExitSCEWRfExCZ12			Com-Indoor-ExitSDGWRfExCZ12


			Exterior/None - Warehouse - Refrigerated - 13			Warehouse - Refrigerated			13			Exterior/None			Com-Indoor-Exit			Ex			WRf			CZ13			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEWRfExCZ13			Com-Indoor-ExitSCEWRfExCZ13			Com-Indoor-ExitSDGWRfExCZ13


			Exterior/None - Warehouse - Refrigerated - 14			Warehouse - Refrigerated			14			Exterior/None			Com-Indoor-Exit			Ex			WRf			CZ14			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEWRfExCZ14			Com-Indoor-ExitSCEWRfExCZ14			Com-Indoor-ExitSDGWRfExCZ14


			Exterior/None - Warehouse - Refrigerated - 15			Warehouse - Refrigerated			15			Exterior/None			Com-Indoor-Exit			Ex			WRf			CZ15			Wtd			PGE			1			1			0			0			0			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEWRfExCZ15			Com-Indoor-ExitSCEWRfExCZ15			Com-Indoor-ExitSDGWRfExCZ15


			Exterior/None - Warehouse - Refrigerated - 16			Warehouse - Refrigerated			16			Exterior/None			Com-Indoor-Exit			Ex			WRf			CZ16			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			0			0									Com-Indoor-ExitPGEWRfExCZ16			Com-Indoor-ExitSCEWRfExCZ16			Com-Indoor-ExitSDGWRfExCZ16


			Exterior/None - Warehouse - Refrigerated - 17			Warehouse - Refrigerated			17			Exterior/None			Com-Indoor-Exit			Ex			WRf			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEWRfExIOU			Com-Indoor-ExitSCEWRfExIOU			Com-Indoor-ExitSDGWRfExIOU


			Exterior/None - Commercial Weighted - 17			Commercial Weighted			17			Exterior/None			Com-Indoor-Exit			Ex			Com			IOU			Wtd			PGE			1			1			0			1			8760			SCE			1			1			0			1			8760			SDG			1			1			0			1			8760									Com-Indoor-ExitPGEComExIOU			Com-Indoor-ExitSCEComExIOU			Com-Indoor-ExitSDGComExIOU


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 01			Residential Mobile Home - Double-Wide			01			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ01			Wtd			PGE			1.05			1.2			-0.0066			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ01			Res-Indoor-CFLSCEDMoExCZ01			Res-Indoor-CFLSDGDMoExCZ01


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 02			Residential Mobile Home - Double-Wide			02			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ02			Wtd			PGE			1.07			1.23			-0.0049			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ02			Res-Indoor-CFLSCEDMoExCZ02			Res-Indoor-CFLSDGDMoExCZ02


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 03			Residential Mobile Home - Double-Wide			03			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ03			Wtd			PGE			1.1			1.22			-0.0043			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ03			Res-Indoor-CFLSCEDMoExCZ03			Res-Indoor-CFLSDGDMoExCZ03


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 04			Residential Mobile Home - Double-Wide			04			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ04			Wtd			PGE			1.1			1.24			-0.004			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ04			Res-Indoor-CFLSCEDMoExCZ04			Res-Indoor-CFLSDGDMoExCZ04


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 05			Residential Mobile Home - Double-Wide			05			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ05			Wtd			PGE			1.09			1.2			-0.0042			1			8760			SCE			1.13			1.27			-0.0033			1			8760			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ05			Res-Indoor-CFLSCEDMoExCZ05			Res-Indoor-CFLSDGDMoExCZ05


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 06			Residential Mobile Home - Double-Wide			06			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.27			-0.002			1			8760			SDG			1.15			1.26			-0.0021			1			8760			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ06			Res-Indoor-CFLSCEDMoExCZ06			Res-Indoor-CFLSDGDMoExCZ06


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 07			Residential Mobile Home - Double-Wide			07			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.16			1.26			-0.00189			1			8760			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ07			Res-Indoor-CFLSCEDMoExCZ07			Res-Indoor-CFLSDGDMoExCZ07


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 08			Residential Mobile Home - Double-Wide			08			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.28			-0.0017			1			8760			SDG			1.16			1.27			-0.00189			1			8760			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ08			Res-Indoor-CFLSCEDMoExCZ08			Res-Indoor-CFLSDGDMoExCZ08


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 09			Residential Mobile Home - Double-Wide			09			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.3			-0.00189			1			8760			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ09			Res-Indoor-CFLSCEDMoExCZ09			Res-Indoor-CFLSDGDMoExCZ09


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 10			Residential Mobile Home - Double-Wide			10			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.3			-0.00229			1			8760			SDG			1.15			1.29			-0.0024			1			8760			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ10			Res-Indoor-CFLSCEDMoExCZ10			Res-Indoor-CFLSDGDMoExCZ10


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 11			Residential Mobile Home - Double-Wide			11			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ11			Wtd			PGE			1.08			1.24			-0.0046			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ11			Res-Indoor-CFLSCEDMoExCZ11			Res-Indoor-CFLSDGDMoExCZ11


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 12			Residential Mobile Home - Double-Wide			12			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ12			Wtd			PGE			1.08			1.25			-0.0046			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ12			Res-Indoor-CFLSCEDMoExCZ12			Res-Indoor-CFLSDGDMoExCZ12


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 13			Residential Mobile Home - Double-Wide			13			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ13			Wtd			PGE			1.11			1.26			-0.0036			1			8760			SCE			1.14			1.32			-0.0029			1			8760			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ13			Res-Indoor-CFLSCEDMoExCZ13			Res-Indoor-CFLSDGDMoExCZ13


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 14			Residential Mobile Home - Double-Wide			14			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.32			-0.0032			1			8760			SDG			1.1			1.31			-0.0033			1			8760			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ14			Res-Indoor-CFLSCEDMoExCZ14			Res-Indoor-CFLSDGDMoExCZ14


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 15			Residential Mobile Home - Double-Wide			15			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.21			1.32			-0.0011			1			8760			SDG			1.2			1.32			-0.0011			1			8760			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ15			Res-Indoor-CFLSCEDMoExCZ15			Res-Indoor-CFLSDGDMoExCZ15


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 16			Residential Mobile Home - Double-Wide			16			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			CZ16			Wtd			PGE			0.98			1.23			-0.0082			1			8760			SCE			0.99			1.29			-0.0068			1			8760			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExCZ16			Res-Indoor-CFLSCEDMoExCZ16			Res-Indoor-CFLSDGDMoExCZ16


			Res - Interior - Common - Residential Mobile Home - Double-Wide - 17			Residential Mobile Home - Double-Wide			17			Res - Interior - Common			Res-Indoor-CFL			Ex			DMo			IOU			Wtd			PGE			1.09			1.23			-0.00438			1			8760			SCE			1.16			1.29			-0.00203			1			8760			SDG			1.16			1.26			-0.00195			1			8760			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEDMoExIOU			Res-Indoor-CFLSCEDMoExIOU			Res-Indoor-CFLSDGDMoExIOU


			Res - Interior - Common - Residential Multi-Family - 01			Residential Multi-Family			01			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ01			Wtd			PGE			1.05			1.2			-0.0066			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ01			Res-Indoor-CFLSCEMFmExCZ01			Res-Indoor-CFLSDGMFmExCZ01


			Res - Interior - Common - Residential Multi-Family - 02			Residential Multi-Family			02			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ02			Wtd			PGE			1.07			1.23			-0.0049			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ02			Res-Indoor-CFLSCEMFmExCZ02			Res-Indoor-CFLSDGMFmExCZ02


			Res - Interior - Common - Residential Multi-Family - 03			Residential Multi-Family			03			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ03			Wtd			PGE			1.1			1.22			-0.0043			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ03			Res-Indoor-CFLSCEMFmExCZ03			Res-Indoor-CFLSDGMFmExCZ03


			Res - Interior - Common - Residential Multi-Family - 04			Residential Multi-Family			04			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ04			Wtd			PGE			1.1			1.24			-0.004			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ04			Res-Indoor-CFLSCEMFmExCZ04			Res-Indoor-CFLSDGMFmExCZ04


			Res - Interior - Common - Residential Multi-Family - 05			Residential Multi-Family			05			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ05			Wtd			PGE			1.09			1.2			-0.0042			1			8760			SCE			1.13			1.27			-0.0033			1			8760			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ05			Res-Indoor-CFLSCEMFmExCZ05			Res-Indoor-CFLSDGMFmExCZ05


			Res - Interior - Common - Residential Multi-Family - 06			Residential Multi-Family			06			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.27			-0.002			1			8760			SDG			1.15			1.26			-0.0021			1			8760			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ06			Res-Indoor-CFLSCEMFmExCZ06			Res-Indoor-CFLSDGMFmExCZ06


			Res - Interior - Common - Residential Multi-Family - 07			Residential Multi-Family			07			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.16			1.26			-0.00189			1			8760			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ07			Res-Indoor-CFLSCEMFmExCZ07			Res-Indoor-CFLSDGMFmExCZ07


			Res - Interior - Common - Residential Multi-Family - 08			Residential Multi-Family			08			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.28			-0.0017			1			8760			SDG			1.16			1.27			-0.00189			1			8760			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ08			Res-Indoor-CFLSCEMFmExCZ08			Res-Indoor-CFLSDGMFmExCZ08


			Res - Interior - Common - Residential Multi-Family - 09			Residential Multi-Family			09			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.16			1.3			-0.00189			1			8760			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ09			Res-Indoor-CFLSCEMFmExCZ09			Res-Indoor-CFLSDGMFmExCZ09


			Res - Interior - Common - Residential Multi-Family - 10			Residential Multi-Family			10			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.15			1.3			-0.00229			1			8760			SDG			1.15			1.29			-0.0024			1			8760			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ10			Res-Indoor-CFLSCEMFmExCZ10			Res-Indoor-CFLSDGMFmExCZ10


			Res - Interior - Common - Residential Multi-Family - 11			Residential Multi-Family			11			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ11			Wtd			PGE			1.08			1.24			-0.0046			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ11			Res-Indoor-CFLSCEMFmExCZ11			Res-Indoor-CFLSDGMFmExCZ11


			Res - Interior - Common - Residential Multi-Family - 12			Residential Multi-Family			12			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ12			Wtd			PGE			1.08			1.25			-0.0046			1			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ12			Res-Indoor-CFLSCEMFmExCZ12			Res-Indoor-CFLSDGMFmExCZ12


			Res - Interior - Common - Residential Multi-Family - 13			Residential Multi-Family			13			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ13			Wtd			PGE			1.11			1.26			-0.0036			1			8760			SCE			1.14			1.32			-0.0029			1			8760			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ13			Res-Indoor-CFLSCEMFmExCZ13			Res-Indoor-CFLSDGMFmExCZ13


			Res - Interior - Common - Residential Multi-Family - 14			Residential Multi-Family			14			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.11			1.32			-0.0032			1			8760			SDG			1.1			1.31			-0.0033			1			8760			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ14			Res-Indoor-CFLSCEMFmExCZ14			Res-Indoor-CFLSDGMFmExCZ14


			Res - Interior - Common - Residential Multi-Family - 15			Residential Multi-Family			15			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.21			1.32			-0.0011			1			8760			SDG			1.2			1.32			-0.0011			1			8760			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ15			Res-Indoor-CFLSCEMFmExCZ15			Res-Indoor-CFLSDGMFmExCZ15


			Res - Interior - Common - Residential Multi-Family - 16			Residential Multi-Family			16			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			CZ16			Wtd			PGE			0.98			1.23			-0.0082			1			8760			SCE			0.99			1.29			-0.0068			1			8760			SDG			0			0			0			0			0			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExCZ16			Res-Indoor-CFLSCEMFmExCZ16			Res-Indoor-CFLSDGMFmExCZ16


			Res - Interior - Common - Residential Multi-Family - 17			Residential Multi-Family			17			Res - Interior - Common			Res-Indoor-CFL			Ex			MFm			IOU			Wtd			PGE			1.09			1.23			-0.00438			1			8760			SCE			1.16			1.29			-0.00203			1			8760			SDG			1.16			1.26			-0.00195			1			8760			Interactive Effects and Coincident Diversity Factor have been mapped to Lodging - Motel.						Res-Indoor-CFLPGEMFmExIOU			Res-Indoor-CFLSCEMFmExIOU			Res-Indoor-CFLSDGMFmExIOU


			Res - Interior - Common - Residential Single Family - 01			Residential Single Family			01			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ01			Wtd			PGE			0.97			1.01			-0.0311			0.049			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ01			Res-Indoor-CFLSCESFmExCZ01			Res-Indoor-CFLSDGSFmExCZ01


			Res - Interior - Common - Residential Single Family - 02			Residential Single Family			02			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ02			Wtd			PGE			0.99			1.26			-0.027			0.043			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ02			Res-Indoor-CFLSCESFmExCZ02			Res-Indoor-CFLSDGSFmExCZ02


			Res - Interior - Common - Residential Single Family - 03			Residential Single Family			03			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ03			Wtd			PGE			0.97			1.08			-0.0311			0.043			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ03			Res-Indoor-CFLSCESFmExCZ03			Res-Indoor-CFLSDGSFmExCZ03


			Res - Interior - Common - Residential Single Family - 04			Residential Single Family			04			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ04			Wtd			PGE			1.02			1.35			-0.024			0.043			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ04			Res-Indoor-CFLSCESFmExCZ04			Res-Indoor-CFLSDGSFmExCZ04


			Res - Interior - Common - Residential Single Family - 05			Residential Single Family			05			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ05			Wtd			PGE			0.97			1.08			-0.0331			0.047			8760			SCE			0.98			1.12			-0.032			0.047			8760			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ05			Res-Indoor-CFLSCESFmExCZ05			Res-Indoor-CFLSDGSFmExCZ05


			Res - Interior - Common - Residential Single Family - 06			Residential Single Family			06			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ06			Wtd			PGE			0			0			0			0			0			SCE			1.02			1.19			-0.022			0.043			8760			SDG			1.03			1.19			-0.022			0.043			8760									Res-Indoor-CFLPGESFmExCZ06			Res-Indoor-CFLSCESFmExCZ06			Res-Indoor-CFLSDGSFmExCZ06


			Res - Interior - Common - Residential Single Family - 07			Residential Single Family			07			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ07			Wtd			PGE			0			0			0			0			0			SCE			0			0			0			0			0			SDG			1.02			1.11			-0.018			0.047			8760									Res-Indoor-CFLPGESFmExCZ07			Res-Indoor-CFLSCESFmExCZ07			Res-Indoor-CFLSDGSFmExCZ07


			Res - Interior - Common - Residential Single Family - 08			Residential Single Family			08			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ08			Wtd			PGE			0			0			0			0			0			SCE			1.05			1.26			-0.018			0.047			8760			SDG			1.08			1.42			-0.019			0.047			8760									Res-Indoor-CFLPGESFmExCZ08			Res-Indoor-CFLSCESFmExCZ08			Res-Indoor-CFLSDGSFmExCZ08


			Res - Interior - Common - Residential Single Family - 09			Residential Single Family			09			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ09			Wtd			PGE			0			0			0			0			0			SCE			1.09			1.49			-0.0211			0.045			8760			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ09			Res-Indoor-CFLSCESFmExCZ09			Res-Indoor-CFLSDGSFmExCZ09


			Res - Interior - Common - Residential Single Family - 10			Residential Single Family			10			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ10			Wtd			PGE			0			0			0			0			0			SCE			1.1			1.64			-0.0211			0.043			8760			SDG			1.07			1.49			-0.0211			0.043			8760									Res-Indoor-CFLPGESFmExCZ10			Res-Indoor-CFLSCESFmExCZ10			Res-Indoor-CFLSDGSFmExCZ10


			Res - Interior - Common - Residential Single Family - 11			Residential Single Family			11			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ11			Wtd			PGE			1.09			1.6			-0.024			0.044			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ11			Res-Indoor-CFLSCESFmExCZ11			Res-Indoor-CFLSDGSFmExCZ11


			Res - Interior - Common - Residential Single Family - 12			Residential Single Family			12			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ12			Wtd			PGE			1.06			1.53			-0.025			0.045			8760			SCE			0			0			0			0			0			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ12			Res-Indoor-CFLSCESFmExCZ12			Res-Indoor-CFLSDGSFmExCZ12


			Res - Interior - Common - Residential Single Family - 13			Residential Single Family			13			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ13			Wtd			PGE			1.11			1.56			-0.022			0.045			8760			SCE			1.11			1.56			-0.022			0.045			8760			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ13			Res-Indoor-CFLSCESFmExCZ13			Res-Indoor-CFLSDGSFmExCZ13


			Res - Interior - Common - Residential Single Family - 14			Residential Single Family			14			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ14			Wtd			PGE			0			0			0			0			0			SCE			1.13			1.47			-0.025			0.043			8760			SDG			1.09			1.36			-0.0229			0.043			8760									Res-Indoor-CFLPGESFmExCZ14			Res-Indoor-CFLSCESFmExCZ14			Res-Indoor-CFLSDGSFmExCZ14


			Res - Interior - Common - Residential Single Family - 15			Residential Single Family			15			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ15			Wtd			PGE			0			0			0			0			0			SCE			1.21			1.63			-0.014			0.044			8760			SDG			1.21			1.68			-0.013			0.044			8760									Res-Indoor-CFLPGESFmExCZ15			Res-Indoor-CFLSCESFmExCZ15			Res-Indoor-CFLSDGSFmExCZ15


			Res - Interior - Common - Residential Single Family - 16			Residential Single Family			16			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			CZ16			Wtd			PGE			1			1.35			-0.036			0.045			8760			SCE			1.01			1.41			-0.036			0.045			8760			SDG			0			0			0			0			0									Res-Indoor-CFLPGESFmExCZ16			Res-Indoor-CFLSCESFmExCZ16			Res-Indoor-CFLSDGSFmExCZ16


			Res - Interior - Common - Residential Single Family - 17			Residential Single Family			17			Res - Interior - Common			Res-Indoor-CFL			Ex			SFm			IOU			Wtd			PGE			1.03			1.36			-0.0266			0.0441			8760			SCE			1.08			1.42			-0.0214			0.0445			8760			SDG			1.04			1.23			-0.0192			0.0454			8760									Res-Indoor-CFLPGESFmExIOU			Res-Indoor-CFLSCESFmExIOU			Res-Indoor-CFLSDGSFmExIOU


			Res - Interior - Common - Residential Weighted - 17			Residential Weighted			17			Res - Interior - Common			Res-Indoor-CFL			Ex			Res			IOU			Wtd			PGE			1.0221			1.3267			-0.02722			0.0441			8760			SCE			1.0745			1.398			-0.02137			0.0444			8760			SDG			1.0346			1.2339			-0.01939			0.0455			8760									Res-Indoor-CFLPGEResExIOU			Res-Indoor-CFLSCEResExIOU			Res-Indoor-CFLSDGResExIOU


			Res - Interior - Dwelling - Residential Mobile Home - Double-Wide			Residential Mobile Home - Double-Wide			N/A			Res - Interior - Dwelling			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			8760			SCE			N/A			N/A			N/A			N/A			8760			SDG			N/A			N/A			N/A			N/A			8760			Operating hours have been mapped to Lodging - Motel.						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Interior - Dwelling - Residential Multi-Family			Residential Multi-Family			N/A			Res - Interior - Dwelling			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			8760			SCE			N/A			N/A			N/A			N/A			8760			SDG			N/A			N/A			N/A			N/A			8760			Operating hours have been mapped to Lodging - Motel.						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Interior - Dwelling - Residential Single Family			Residential Single Family			N/A			Res - Interior - Dwelling			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			8760			SCE			N/A			N/A			N/A			N/A			8760			SDG			N/A			N/A			N/A			N/A			8760									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Interior - Common - Residential Mobile Home - Double-Wide			Residential Mobile Home - Double-Wide			N/A			Res - Interior - Common			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			8760			SCE			N/A			N/A			N/A			N/A			8760			SDG			N/A			N/A			N/A			N/A			8760			Operating hours have been mapped to Lodging - Motel.						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Interior - Common - Residential Multi-Family			Residential Multi-Family			N/A			Res - Interior - Common			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			8760			SCE			N/A			N/A			N/A			N/A			8760			SDG			N/A			N/A			N/A			N/A			8760			Operating hours have been mapped to Lodging - Motel.						N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Interior - Common - Residential Single Family			Residential Single Family			N/A			Res - Interior - Common			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			8760			SCE			N/A			N/A			N/A			N/A			8760			SDG			N/A			N/A			N/A			N/A			8760									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Exterior - Dwelling - Residential Mobile Home - Double-Wide			Residential Mobile Home - Double-Wide			N/A			Res - Exterior - Dwelling			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			8760			SCE			N/A			N/A			N/A			N/A			8760			SDG			N/A			N/A			N/A			N/A			8760									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Exterior - Dwelling - Residential Multi-Family			Residential Multi-Family			N/A			Res - Exterior - Dwelling			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			8760			SCE			N/A			N/A			N/A			N/A			8760			SDG			N/A			N/A			N/A			N/A			8760									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Exterior - Dwelling - Residential Single Family			Residential Single Family			N/A			Res - Exterior - Dwelling			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			8760			SCE			N/A			N/A			N/A			N/A			8760			SDG			N/A			N/A			N/A			N/A			8760									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Exterior - Common - Residential Mobile Home - Double-Wide			Residential Mobile Home - Double-Wide			N/A			Res - Exterior - Common			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			8760			SCE			N/A			N/A			N/A			N/A			8760			SDG			N/A			N/A			N/A			N/A			8760									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Exterior - Common - Residential Multi-Family			Residential Multi-Family			N/A			Res - Exterior - Common			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			8760			SCE			N/A			N/A			N/A			N/A			8760			SDG			N/A			N/A			N/A			N/A			8760									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			Res - Exterior - Common - Residential Single Family			Residential Single Family			N/A			Res - Exterior - Common			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			8760			SCE			N/A			N/A			N/A			N/A			8760			SDG			N/A			N/A			N/A			N/A			8760									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			12 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			4380			SCE			N/A			N/A			N/A			N/A			4380			SDG			N/A			N/A			N/A			N/A			4380									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			14 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			5110			SCE			N/A			N/A			N/A			N/A			5110			SDG			N/A			N/A			N/A			N/A			5110									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			16 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			5840			SCE			N/A			N/A			N/A			N/A			5840			SDG			N/A			N/A			N/A			N/A			5840									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			18 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			6570			SCE			N/A			N/A			N/A			N/A			6570			SDG			N/A			N/A			N/A			N/A			6570									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			20 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			7300			SCE			N/A			N/A			N/A			N/A			7300			SDG			N/A			N/A			N/A			N/A			7300									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			22 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			8030			SCE			N/A			N/A			N/A			N/A			8030			SDG			N/A			N/A			N/A			N/A			8030									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A


			24 Hour Op.			N/A			N/A			N/A			N/A			N/A			N/A			N/A			N/A			PGE			N/A			N/A			N/A			N/A			8760			SCE			N/A			N/A			N/A			N/A			8760			SDG			N/A			N/A			N/A			N/A			8760									N/APGEN/AN/AN/A			N/ASCEN/AN/AN/A			N/ASDGN/AN/AN/A
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SavingsCalcs


						Energy Savings


						CZ6												CZ8												CZ9												CZ10												CZ13												CZ14												CZ15												CZ16


						WH						Pump			Total			WH						Pump			Total			WH						Pump			Total			WH						Pump			Total			WH						Pump			Total			WH						Pump			Total			WH						Pump			Total			WH						Pump			Total


			Measure			therms/yr			kWh/yr			kWh/yr			kWh/yr			therms/yr			kWh/yr			kWh/yr			kWh/yr			therms/yr			kWh/yr			kWh/yr			kWh/yr			therms/yr			kWh/yr			kWh/yr			kWh/yr			therms/yr			kWh/yr			kWh/yr			kWh/yr			therms/yr			kWh/yr			kWh/yr			kWh/yr			therms/yr			kWh/yr			kWh/yr			kWh/yr			therms/yr			kWh/yr			kWh/yr			kWh/yr


			Less than 1/2 hp Demand Control Recirculation Pump Gas Water Heater			22.8863636364			0			27.9090909091			27.9090909091			22.5454545455			0			27.9090909091			27.9090909091			22.5454545455			0			27.9090909091			27.9090909091			22.5454545455			0			27.9090909091			27.9090909091			22.5227272727			0			27.9090909091			27.9090909091			22.7954545455			0			27.9090909091			27.9090909091			20.5909090909			0			27.9090909091			27.9090909091			24.5227272727			0			27.9090909091			27.9090909091


			Less than 1/2 hp Demand Control Recirculation Pump Electric Water Heater						547.4044526902			27.9090909091			575.3135435993						539.2504638219			27.9090909091			567.159554731						539.2504638219			27.9090909091			567.159554731						539.2504638219			27.9090909091			567.159554731						538.706864564			27.9090909091			566.6159554731						545.2300556586			27.9090909091			573.1391465677						492.5009276438			27.9090909091			520.4100185529						586.5435992579			27.9090909091			614.452690167


			Less than 1/2 hp Demand Control Recirculation Pump Heat Pump Water Heater						214.5825454545			27.9090909091			242.4916363636						211.3861818182			27.9090909091			239.2952727273						211.3861818182			27.9090909091			239.2952727273						211.3861818182			27.9090909091			239.2952727273						211.1730909091			27.9090909091			239.0821818182						213.7301818182			27.9090909091			241.6392727273						193.0603636364			27.9090909091			220.9694545455						229.9250909091			27.9090909091			257.8341818182


			1/2 hp or more Demand Control Recirculation Pump Gas Water Heater			14.1590909091			0			23.125			23.125			13.9090909091			0			23.125			23.125			13.9090909091			0			23.125			23.125			13.8863636364			0			23.125			23.125			13.875			0			23.125			23.125			14.0795454545			0			23.125			23.125			12.4545454545			0			23.125			23.125			15.375			0			23.125			23.125


			1/2 hp or more Demand Control Recirculation Pump Electric Water Heater						338.6623376623			23.125			361.7873376623						332.6827458256			23.125			355.8077458256						332.6827458256			23.125			355.8077458256						332.1391465677			23.125			355.2641465677						331.8673469388			23.125			354.9923469388						336.7597402597			23.125			359.8847402597						297.892393321			23.125			321.017393321						367.7448979592			23.125			390.8698979592


			1/2 hp or more Demand Control Recirculation Pump Heat Pump Water Heater						132.7556363636			23.125			155.8806363636						130.4116363636			23.125			153.5366363636						130.4116363636			23.125			153.5366363636						130.1985454545			23.125			153.3235454545						130.092			23.125			153.217						132.0098181818			23.125			155.1348181818						116.7738181818			23.125			139.8988181818						144.156			23.125			167.281









































Demand


						Demand Reduction


						CZ6						CZ8						CZ9						CZ10						CZ13						CZ14						CZ15						CZ16


						Annual Energy Savings			Demand Reduction			Annual Energy Savings			Demand Reduction			Annual Energy Savings			Demand Reduction			Annual Energy Savings			Demand Reduction			Annual Energy Savings			Demand Reduction			Annual Energy Savings			Demand Reduction			Annual Energy Savings			Demand Reduction			Annual Energy Savings			Demand Reduction


			Measure			kWh/yr			kW			kWh/yr			kW			kWh/yr			kW			kWh/yr			kW			kWh/yr			kW			kWh/yr			kW			kWh/yr			kW			kWh/yr			kW


			Less than 1/2 hp Demand Control Recirculation Pump Gas Water Heater			27.9090909091			0.0030895364			27.9090909091			0.0030895364			27.9090909091			0.0030895364			27.9090909091			0.0030895364			27.9090909091			0.0030895364			27.9090909091			0.0030895364			27.9090909091			0.0030895364			27.9090909091			0.0030895364


			Less than 1/2 hp Demand Control Recirculation Pump Electric Water Heater			575.3135435993			0.0636872093			567.159554731			0.0627845627			567.159554731			0.0627845627			567.159554731			0.0627845627			566.6159554731			0.0627243863			573.1391465677			0.0634465035			520.4100185529			0.0576093891			614.452690167			0.0680199128


			Less than 1/2 hp Demand Control Recirculation Pump Heat Pump Water Heater			242.4916363636			0.0268438241			239.2952727273			0.0264899867			239.2952727273			0.0264899867			239.2952727273			0.0264899867			239.0821818182			0.0264663975			241.6392727273			0.0267494675			220.9694545455			0.0244613186			257.8341818182			0.0285422439


			1/2 hp or more Demand Control Recirculation Pump Gas Water Heater			23.125			0.0025599375			23.125			0.0025599375			23.125			0.0025599375			23.125			0.0025599375			23.125			0.0025599375			23.125			0.0025599375			23.125			0.0025599375			23.125			0.0025599375


			1/2 hp or more Demand Control Recirculation Pump Electric Water Heater			361.7873376623			0.0400498583			355.8077458256			0.0393879175			355.8077458256			0.0393879175			355.2641465677			0.039327741			354.9923469388			0.0392976528			359.8847402597			0.0398392407			321.017393321			0.0355366254			390.8698979592			0.0432692977


			1/2 hp or more Demand Control Recirculation Pump Heat Pump Water Heater			155.8806363636			0.0172559864			153.5366363636			0.0169965056			153.5366363636			0.0169965056			153.3235454545			0.0169729165			153.217			0.0169611219			155.1348181818			0.0171734244			139.8988181818			0.0154867992			167.281			0.0185180067





						Gas			<			>


						6			0.0030895364			0.0025599375


						8			0.0030895364			0.0025599375


						9			0.0030895364			0.0025599375


						10			0.0030895364			0.0025599375


						13			0.0030895364			0.0025599375


						14			0.0030895364			0.0025599375


						15			0.0030895364			0.0025599375


						16			0.0030895364			0.0025599375


						Electric/Heat Pump			<			>


						6			0.0636872093			0.0400498583


						8			0.0627845627			0.0393879175


						9			0.0627845627			0.0393879175


						10			0.0627845627			0.039327741


						13			0.0627243863			0.0392976528


						14			0.0634465035			0.0398392407


						15			0.0576093891			0.0355366254


						16			0.0680199128			0.0432692977
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Sheet1


						Recirculation Pump			Cost			Source


			High Rise Building			ODP Bronze Centrifugal 1/2 hp			$   427.56			http://www.mcmaster.com/#centrifugal-pumps/=e6ss5j


						High Flow Cast Iron Centrifugal 3/4 hp			$   1,130.44			http://www.mcmaster.com/#circulating-pumps/=e6stp8


						Bell & Gossett Pump 1/2 hp			$   1,557.00			http://www.grainger.com/Grainger/BELL-GOSSETT-Circulator-Pump-5YN64


						Taco Circulator Pump Cast Iron 1/2 hp			$   697.50			http://www.grainger.com/Grainger/TACO-Circulator-Pump-5CHK7?Pid=search


						Taco Circulator Pump Stainless 1/2 hp			$   873.50			http://www.grainger.com/Grainger/TACO-Circulator-Pump-5CHK8?Pid=search


						AVERAGE COST			$   937.20


						AVERAGE COST			$   10.65





			Low Rise Building			ODP Bronze Centrifugal 1/3 hp			$   404.51			http://www.mcmaster.com/#centrifugal-pumps/=e6ss5j


						Cast Iron Centrifugal 1/6 hp			$   280.34			http://www.mcmaster.com/#circulating-pumps/=e6stp8


						Cast Iron Centrifugal 1/4 hp			$   678.48			http://www.mcmaster.com/#circulating-pumps/=e6stp8


						Wilo Hot Water Circulator 1/4 hp			$   416.00			http://store.waterpumpsupply.com/wihotwaciinp.html


						AVERAGE COST			$   444.83


						AVERAGE COST			$   10.11
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Sheet3
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Overview



			a. Measure Title


			Multifamily Central Domestic Hot Water (DHW) and Solar Water Heating





			b. Description


			This proposal adds the prescriptive requirement of demand control for DHW system serving multiple dwellings with recirculation loops and revises the existing mandatory timer control requirement. 


This proposal adds the prescriptive requirement on DHW system with recirculation loops serving multiple dwellings to have (at least) two separate recirculation loops, each serving a portion of the building.



This proposal adds a prescriptive requirement for multifamily buildings with central DHW systems with recirculation loops to install a solar water heating system with prescribed minimum solar savings fraction (% water heating budget) by climate zone.


The proposal adds a mandatory requirement for all multifamily buildings to be designed ready for future installation of solar water heating systems if they otherwise do not have solar water heating systems installed at the time of building design and construction.





			c. Type of Change


			Mandatory Measure – This proposal will add requirements in Section 151(n) for multifamily buildings to be solar water heating ready. 


This proposal recommend the revision of mandatory requirement of timer control of DHW recirculation loops in Section 113(c)2.


Prescriptive Requirement – This proposal adds the following requirements to Section 151(f)8c: 


Multifamily building DHW systems with recirculation loops shall have 


1. demand controls, and 


2. (at least) two recirculation loops, each serving half of the building, and,. 


3. a solar water heating system with a minimum solar savings fraction by climate zone in the following table.



CZ



1



2



3



4



5



6



7



8



9



10



11



12



13



14



15



16



SSF



0.2



0.25



0.2



0.2



0.2



0.15



0.15



0.15



0.15



0.3



0.40



0.25



0.35



0.45



0.45



0.4



Compliance Option -
No change proposed. For the proposed prescriptive requirements, the CASE study demonstrates the feasibility and cost-effectiveness of alternative compliance methods.


Modeling – No change proposed by this CASE study. The Water and Space Heating CASE study proposes new algorithms for multi-family central DHW system and controls. 





			d. Energy Benefits


			The energy benefits of the measures proposed for 2013 Standards relative to 2008 Standards are presented in this section. The prototype buildings used to arrive at these energy savings are described in the following table:



 Building Type



Low-rise



High-rise



Building Characteristics



Number of Floors



2



4



Number of Units



44



88



Conditioned Floor Area/Unit (sf)



870



Floor to Ceiling Height (ft)



10



Figure 1 and Figure 2 show the per prototype energy savings resulting from proposed prescriptive measures for the low-rise and high-rise prototype buildings for each of the 16 climate zones. The last columns of the table also display the per square footage conditioned floor area (CFA) savings for the prototype buildings.


Climate 
Zone



Electricity Savings



Natural Gas Savings



TDV Electricity Savings



TDV Gas Savings



PV of Energy Cost Savings



(kwh/yr)



(kWh/yr per ft2 CFA)



(Therms


/yr)



(Therms/yr per ft2 CFA)



(TDV kBTU)



(TDV kBTU)



(PV$)



(PV$ per ft2 CFA)


1



(479)


(0.013)



539



0.014



(11,881)



81,067



$52,512



$1.4



2



(736)


(0.016)



1,265



0.026



(18,899)



190,886



$69,049



$1.8



3



(515)


(0.013)



776



0.020



(12,534)



117,264



$57,367



$1.5



4



(584)


(0.015)



991



0.026



(14,501)



150,039



$62,227



$1.6



5



(614)


(0.016)



1,068



0.028



(15,964)



163,647



$65,092



$1.7



6



(471)


(0.012)



720



0.019



(12,135)



110,106



$55,183



$1.4



7



(434)


(0.011)



642



0.017



(10,272)



99,989



$53,044



$1.4



8



(442)


(0.011)



706



0.018



(10,907)



107,886



$54,549



$1.4



9



(437)


(0.006)



698



0.009



(10,493)



106,761



$54,410



$1.4



10



(778)


(0.010)



1,396



0.018



(18,575)



215,776



$71,860



$1.9



11



(1,086)


(0.014)



1,933



0.025



(25,848)



294,002



$84,440



$2.2



12



(626)


(0.008)



1,068



0.014



(15,309)



159,471



$63,454



$1.7



13



(925)


(0.012)



1,623



0.021



(21,512)



245,094



$76,519



$2.0



14



(1,142)


(0.015)



2,160



0.028



(26,598)



335,705



$91,747



$2.4



15


(1,004)



(0.013)



1,805



0.024



(22,751)



282,091



$80,078



$2.1



16



(1,231)


(0.016)



2,206



0.029



(29,848)



337,094



$93,885



$2.5



Figure 1. Low-Rise Multifamily Prototype Energy Savings


Climate 
Zone



Electricity Savings



Natural Gas Savings



TDV Electricity Savings



TDV Gas Savings



PV of Energy Cost Savings



(kwh/yr)



(kWh/yr per ft2 CFA)



(Therms


/yr)



(Therms/yr per ft2 CFA)



(TDV kBTU)



(TDV kBTU)



(PV$)



(PV$ per ft2 CFA)


1



(994)



(0.026)



1,041



0.027



(24,633)



155,623



$82,686



$1.1



2



(1,238)



(0.032)



2,025



0.053



(31,917)



304,149



$112,859



$1.5



3



(1,068)



(0.028)



1,537



0.040



(25,991)



231,378



$91,749



$1.2



4



(1,207)



(0.032)



1,983



0.052



(29,984)



299,620



$100,743



$1.3



5



(1,277)



(0.033)



2,151



0.056



(33,194)



329,137



$106,217



$1.4



6



(990)



(0.026)



1,440



0.038



(25,482)



219,678



$88,335



$1.2



7



(912)



(0.024)



1,277



0.033



(21,578)



198,462



$85,683



$1.1



8



(919)



(0.024)



1,396



0.036



(22,037)



213,003



$86,970



$1.1



9



(919)



(0.012)



1,396



0.018



(22,037)



213,003



$86,970



$1.1



10



(1,606)



(0.021)



2,792



0.036



(38,353)



431,152



$117,974



$1.5



11



(2,211)



(0.029)



3,866



0.051



(52,644)



587,722



$140,264



$1.8



12



(1,299)



(0.017)



2,128



0.028



(31,765)



316,955



$102,671



$1.3



13



(1,891)



(0.025)



3,246



0.042



(44,008)



489,886



$126,164



$1.6



14



(2,327)



(0.030)



4,321



0.056



(54,222)



671,070



$153,418



$2.0



15


(2,050)



(0.027)



3,611



0.047



(46,478)



563,860



$132,545



$1.7



16



(2,504)



(0.033)



4,413



0.058



(60,657)



673,921



$157,424



$2.1



Figure 2. High-Rise Multifamily Prototype Energy Savings


The Time Dependent Valuation (TDV) method emphasizes the energy savings benefits during peak demands, especially electricity peak demands. The application of a demand control system reduces the pump electric energy use by eliminating the constant pump operation throughout the day. Optimal recirculation loop design, solar water heating, and solar water heating ready all generate natural gas savings, not electric energy savings. There is actually increased electric energy consumption due to pumps for the solar water heating system operation, as indicated by the negative electric savings.



The assumptions and calculations used to derive the energy and demand savings for prototype buildings are documented in Section 2 “Methodology” and Section 3 “Analysis and Results.” 





			e. Non-Energy Benefits


			The solar water heating ready measures would substantially reduce the cost of future installation of solar hot water heating systems. Prescriptive requirements for installing solar water heating with minimum solar savings fraction and making buildings solar water heating ready could potentially result in increased property valuation. These could seem attractive to building owners/operators and tenants interested in utilizing renewable energy sources.





			 f.  Environ-mental Impact






			Material Increase (I), Decrease (D), or No Change (NC): (All units are lbs/year)



Mercury



Lead



Copper



Steel



Plastic



Others



Per Prototype Building1


NC


NC


NC*


NC


NC


NC


*Decrease in copper use in piping is expected from the reduced length of piping required with optimal recirculation design. However, this piping length reduction is likely negated by the increase in copper use due to installation of solar water heating system.


Water Consumption: 



On-Site (Not at the Power plant) Water Savings (or Increase)



(Gallons/Year)



Per Prototype Building2


NC


1. For description of prototype buildings refer to Section  2.2.2 below.


Water Quality Impacts: NA





			g. Technology Measures


			Measure Availability:



Demand control products for DHW recirculation are widely available in the market and ready to meet the increased demand generated by the proposed code change. Manufacturers include Enovative Group, Taco, Uponor and Advanced Conservation Technology Distribution. 


Design and implementation of optimal recirculation systems for at least two recirculation loops in a building is common practice, so the proposed requirement will not results in significant change in market practice.


Solar water heating is a mature technology with established product availability and distribution channels.  Since its inception in 1980, the Sola Ratings and Certification Corporation now has over 400 collector products rated from 155 manufacturers in its OG-100 collector database.  The Energy Information Administration (EIA) Solar Thermal Collector Manufacturers Report shows that California accounts for over a quarter of domestic solar thermal collectors (3.5 million sqft) shipped in 2009. Further, the five largest manufacturers account for 79% of market share. 


Industry stakeholders have suggested that there is room for improvement in terms of consistent design strategy for multifamily solar water heating systems. They also identified lack of trained installers as one of the major market barriers. However, both these issues are expected to be addressed with the recently started California Solar Initiative (CSI)-Thermal incentive program. By 2014, this program will greatly increase solar industry design experiences and work force to ensure successful implementation of  the proposed code changes.


Useful Life, Persistence, and Maintenance:



Demand control equipment is assumed to have a useful life of 15 year with no maintenance needs.


Useful life of Optimal design is assumed to be 30 years as energy savings benefits associated will persist through the entire building life.


The solar water heating system components and maintenance/replacement schedule are shown below. 


Component



Life Expectancy (yr)



Implementations during 30 year Building Life



Collector



20



1.5



Solar Tank



15



2



Motor and Pump



10



3



Controller



20



1.5



Heat Transfer Fluid Check



1



20



Heat Transfer Fluid Check & Replacement



3



10









			h. Performance Verification of the Proposed Measure


			Field verification of the installation of demand control equipment, implementation of optimal design and installation of solar water heating systems will be required during building inspection by building officials. Performance verification of solar water heating system installation is a more specialized task and shall be performed by system design/contractors.





			i. Cost Effectiveness


Climate 
Zone



Measure Life



Additional Costs1– Current Measure Costs (Relative to Basecase)



PV of Additional Maintenance Costs (Savings) (Relative to Basecase)



PV of Energy Cost  Savings – Per Proto Building (PV$)



LCC Per Prototype Building



Solar Savings Fraction



(Years)



($)



(PV$)



(PV$)



($)



(%)



Per Proto Building



Per Proto
 Building



Per Proto Building



Per Proto Building



1



30



$26,700



$ 8,719



$52,512



$ (17,094)



20%



2



30



$36,629



$10,731



$ 69,049



$ (21,688)



25%



3



30



$26,700



$8,719



$ 57,367



$ (21,949)



20%



4



30



$28,486



$9,081



$ 62,227



$ (24,660)



20%



5



30



$28,504



$9,084



$ 65,092



$ (27,504)



20%



6



30



$21,137



$7,591



$ 55,183



$ (26,455)



15%



7



30



$20,925



$7,548



$ 53,044



$ (24,571)



15%



8



30



$21,089



$7,581



$ 54,410



$ (25,741)



15%



9



30



$21,089



$7,581



$ 54,410



$ (25,741)



15%



10



30



$39,198



$ 11,252



$ 71,860



$ (21,410)



30%



11



30



$59,085



$ 15,284



$ 84,440



$ (10,071)



40%



12



30



$32,571



$9,909



$ 63,454



$ (20,974)



25%



13



30



$52,434



$ 13,935



$ 76,519



$ (10,150)



35%



14



30



$57,570



$ 14,977



$ 91,747



$ (19,200)



45%



15



30



$54,382



$ 14,330



$ 80,078



$ (11,366)



45%



16



30



$61,604



$ 15,794



$ 93,885



$ (16,487)



40%



Figure 3. Low-rise Building Prototype LCC Results


Climate 
Zone



Measure Life



Additional Costs1– Current Measure Costs (Relative to Basecase)



PV of Additional Maintenance Costs (Savings) (Relative to Basecase)



PV of Energy Cost  Savings – Per Proto Building (PV$)



LCC Per Prototype Building



Solar Savings Fraction



(Years)



($)



(PV$)



(PV$)



($)



(%)



1



30



$47,772



$ 17,777



$ 82,686



$ (17,136)



20%



2



30



$67,877



$ 21,853



$  112,859



$ (23,129)



25%



3



30



$47,772



$ 17,777



$ 91,749



$ (26,200)



20%



4



30



$51,224



$ 18,477



$  100,743



$ (31,042)



20%



5



30



$51,599



$ 18,553



$  106,217



$ (36,064)



20%



6



30



$37,020



$ 15,598



$ 88,335



$ (35,717)



15%



7



30



$36,611



$ 15,515



$ 85,683



$ (33,558)



15%



8



30



$36,927



$ 15,579



$ 86,970



$ (34,464)



15%



9



30



$36,927



$ 15,579



$ 86,970



$ (34,464)



15%



10



30



$72,908



$ 22,873



$  117,974



$ (22,193)



30%



11



30



$ 111,702



$ 30,737



$  140,264



$2,175



40%



12



30



$59,928



$ 20,241



$  102,671



$ (22,502)



25%



13



30



$98,861



$ 28,134



$  126,164



$  830



35%



14



30



$ 108,776



$ 30,144



$  153,418



$ (14,497)



45%



15



30



$ 102,621



$ 28,896



$  132,545



$   (1,027)



45%



16



30



$ 116,647



$ 31,740



$  157,424



$   (9,037)



40%



Figure 4. High-rise Building Prototype LCC Results





			j. Analysis Tools


			The current Title 24 ACM and building simulation tools does not include the necessary algorithms to model demand control and recirculation loop designs of multi-family DHW systems.  This CASE study used a recirculation loop model, which was developed based on the PIER studies on multi-family DHW distribution system and was validated by field monitoring data, to analyze energy savings by control technologies and optimal recirculation loop designs. 



CEC’s version of F-chart can be used to quantify energy savings in terms of solar savings fractions resulting from the installation of solar water heating systems. The CEC is in the process of adding hourly calculation capability to the tool to enable more accurate assessment of potential gas (and electric) energy reduction. TRNSYS can provide the most accurate models of solar water heating systems. F-chart was developed using a curve fitting method based on extensive TRNSYS simulation study results. For this study, the team utilized TRNSYS to assess the performance benefits from installation of a solar water heating system. 





			k. Relationship to Other Measures


			This CASE proposes minimum solar savings fractions and solar water heating readiness requirements for buildings. There are three related measures:


1. The single family Solar Ready Homes and Solar Oriented Developments CASE proposes  PV and SWH readiness and orienting developments for optimal solar energy harvest and minimal building energy gain. 



2. The cross-cutting  Solar Water Heating CASE proposes to increase the existing solar fraction requirement for single family residential buildings with electric water heating, and to add a new solar fraction requirement for restaurants with both electric and natural gas water heating above a certain sqft.



3. The Commercial Solar Ready CASE proposes solar ready requirements for PV systems in commercial buildings. These CASEs were developed collaboratively, with each CASE addressing distinct areas of the code. 



Specifically, this CASE collaborated the Single Family and Specialty Commercial Solar Water Heating CASE (Water Heating #2) in cost collection and TRNSYS simulation efforts. The teams continues to assist CEC in developing necessary software capabilities, such as hourly calculation in f-Chart.








2. Methodology



This section describes the methodology and approach used to develop the recommendations for the various measures being considered for multifamily DHW systems. As the methodology used for the two parts of the study – MF DHW improvements and Solar Water Heating– have distinct data collection processes and analysis approaches, they will each be addressed separately in this methodology section.  The key elements of each part of the methodology are as follow:



· Data Collection



· Energy Savings Modeling


· Cost Analysis



· Cost-effectiveness Analysis


· Stakeholder Meeting Process


2.1 Methodology for Multifamily DHW Improvements



2.1.1 Data Collection



This CASE proposal is based on a Public Interest Energy Research (PIER) project on Central Domestic Hot Water (DHW) Distribution System conducted from 2008 to 2010 by the Heschong Mahone Group (HMG). This PIER research investigated performance of multi-family central DHW distribution systems through extensive field monitoring, performance analysis, and heat transfer model development. It sought to get an in-depth understanding of recirculation loop heat loss mechanisms and assess effectiveness of different control technologies. The PIER study provided extensive field measurement data, DHW system performance characteristics, recirculation loop designs, and control technology performance characteristics. This CASE study further funded the HMG team to develop and validate a multi-family DHW system recirculation loop model based on the PIER research results. 



The PIER project surveyed more than 50 multifamily buildings and performed DHW systems monitoring in 32 buildings with various building sizes, DHW system designs, recirculation loop configurations, and occupancy types throughout California. The field monitoring studies measured hot water supply and return temperatures, cold water temperatures, hot water draw flows, recirculation flows, and natural gas input to the boiler. Measurements were logged with a 30 second time interval to get enough granularity of DHW system dynamics. Information on the building characteristics (size, number of units and such) and recirculation loop designs (pipe lengths, pipe diameters, insulation among others) were also collected.  For nine of these 32 buildings, relative performance of various recirculation loop controls, including timer control, temperature modulation, and demand controls, was studied. The monitoring study collected data for more than one year for those buildings to get a comprehensive system performance at various climate and operational conditions.  



DHW system performance and control technology savings were assessed using an energy flow analysis method, which allowed major energy loss components to be quantified using field monitoring data. As shown in Figure 5, the energy flow analysis method breaks down overall DHW system energy consumption into three components: water heater loss, distribution loss, and end-use energy. The distribution loss is further separated into recirculation loop loss and branch loss. Based on performance analysis results of all 32 multifamily buildings monitored, the PIER study found that on average only thirty-five percent (35%) of the energy input in central DHW system was reaching the end-user, as much as that is lost in the distribution system (33% in the recirculation loop, and 1% in the branch pipes) and about 31% was lost at the water heater.




[image: image1]


Figure 5. Central DHW System Energy Performance


Performance of three recirculation loop control technologies – timer control, temperature modulation, and demand control – were investigated through field monitoring studies. The PIER study revealed that simple comparison of system gas consumption with and without controls is not a reliable approach to quantify energy savings by controls, as hot water usage variations may offset control savings. A recirculation loop model was developed to provide better understanding of control mechanisms and estimation of energy savings. The model included the consideration of heat transfer modes under different control operation conditions, as well as detailed recirculation loop plumbing designs. This model was successfully validated by field performance monitoring data collected from buildings representing a wide range of buildings size, recirculation loop design, ambient conditions, and hot water usage patterns. The Water and Space Heating CASE study, presented separately, provides detailed model validation results and presents the ACM algorithms developed based on the validated recirculation loop model. 



In addition to highlighting control savings potential, both the PIER research and this CASE effort emphasize the influence of distribution system layout (location, pipe diameter and insulation) on the system performance. The PIER research collected detailed recirculation loop design information of buildings where recirculation performance was monitored. The CASE study reviewed more recirculation loop designs available from building plans collected by utility multifamily incentive programs. The recirculation loop model developed by the joint efforts of PIER study and CASE studies (this study and the Water and Space Heating CASE study) was validated based on actual recirculation loop designs and their corresponding performance. Therefore, this model is capable of assessing performance of different recirculation loop designs.


2.1.2 Energy Savings Modeling


The energy savings were evaluated using the validated the DHW recirculation model, which is implemented using EXCEL (screenshots of the model are provided in Appendix 6.4). The Water and Space Heating CASE study report provides detailed description of approaches used in the model to pipe heat transfer modes, piping configurations, and controls. That report also provides model validation results for four different recirculation loop configurations and for three control technologies: timer control, temperature modulation, and demand control. Modeling results of impacts by controls were compared to field measurement results. In all cases, the difference between modeled impact and measured impact were less than 3%. Model validation results are summarized in Appendix 6.3.



Energy savings from controls and recommend recirculation loop designs were assessed using the recirculation loop model based on a low-rise and a high-rise multifamily building prototypes (described in the immediately following paragraphs). As indicated by PIER field studies and feedback from stakeholders, timer controls do not practically provide any savings since multifamily buildings have scattered hot water usage patterns and recirculation pump cannot be turned off for extended periods of time. As a result, continuous pumping was used as the baseline for control energy savings assessment. In addition to the two control technologies, temperature modulation and demand control, energy savings by continuous monitoring technology was also assessed. It is assumed that a continuous monitoring system can keep building operators well informed of potential operation issues so that they won’t resolve performance issues by simply increasing supply temperature. This study assumes continuous monitoring would reduce supply temperature by 5oF. For each building prototype, annual DHW system energy savings were assessed for all sixteen (16) climate zones. 


Performance of two types of recirculation loop designs were compared. One represents the typical design, while the other represents an optimized design.


Building Prototype Development


The energy savings were calculated using two building prototypes: a low-rise multifamily building, and a high-rise multifamily building. The two buildings are rectangular shape, with 22 units per floor, organized along a central corridor. The two building prototypes were originally developed for the 2005 Title 24 code changes based on market studies of California multi-family buildings. The prototype building characteristics and DHW system characteristics are summarized in Figure 6 below.



			Building Type


			Low-rise


			High-rise





			Building Characteristics


			Number of Floors


			2


			4





			


			Number of Units


			44


			88





			


			Conditioned Floor Area/Unit (sf)


			870





			


			Floor to Ceiling Height (ft)


			10





			DHW System Characteristics


			Hot water Temperature Supply (°F)


			135





			


			Water Heater Thermal Efficiency (%)


			80





			


			Recirculation Pump Power (hp)


			1/4


			1/2





			


			Recirculation Pump Flow Rate (gpm)


			6


			8








Figure 6. Building Prototype Characteristics


The hot water temperature setting reflects Title 24 code assumptions, although hot water is usually set to a lower temperature according to the PIER research. Overall water heater efficiency corresponds to the minimum thermal efficiency required by Title 24. Recirculation pump power as well as recirculation pump flow rate reflect typical values observed in the field.



For each prototype, a default domestic hot water distribution network was developed, following the default design assumptions proposed to be implemented in the ACM by the Water and Space Heating CASE. It assumes that the recirculation pipe system is made of a single loop located in the ceiling space of the corridor of a specific floor, and that the mechanical room is located in one corner of the building on the first floor. In the low-rise building, the recirculation loop is located on the first floor (Figure 7). In high-rise building, the recirculation loop is located in the middle floor of the building. Additional lengths of recirculation piping connect the recirculation loop to the mechanical room which houses the water heater or boiler and the recirculation pump (Figure 8). 
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Figure 7. Low-rise Prototype Recirculation Piping



Default (Left) and Optimized (Right) Configurations
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Figure 8. High-rise Prototype Recirculation Piping



Default (Left) and Optimized (Right) Configuration



Following findings of the PIER report, an optimized DHW distribution network was designed. The length of the recirculation loop and piping is minimized by splitting the single loop into two and by locating the mechanical room closer to the loop. The optimized layout still assumes that the recirculation loop is located in the ceiling of a specific floor, which is conditioned. The mechanical room is now assumed to be located in the middle of the building, one floor away from the recirculation loop.



Information on default and optimized domestic hot water distribution networks is summarized in Figure 9.


			Recirculation Layout Characteristics


			Low-rise


			High-rise





			


			Default Layout


			Optimized Layout


			Default Layout


			Optimized Layout





			Mechanical Room Location


			First floor, corner of the building


			Middle of the building


			First floor, corner of the building


			Middle of the building





			Pipe Length from Mechanical Room to Recirculation loop (ft)


			25


			25


			116


			25





			Recirculation Loop Location


			First floor central corridor ceiling


			First floor central corridor ceiling


			Middle floor central corridor ceiling


			Middle floor central corridor ceiling





			Number of Loops


			1


			2


			1


			2





			Pipe Length/loop (ft)


			324


			162


			324


			162








Figure 9. Distribution Network Characteristics 



Based on the building dimension (unit area of 870 sf and floor to ceiling height of 10 ft) and configuration (building 11 units long), the recirculation piping length was calculated for each design. The recirculation loop was further broken down into sections according to the number of units served by the loop at specific points. Breakpoints are defined by branches providing water to the units. Based on this information, each pipe section diameter was evaluated using IAPMO guidelines. Detailed calculation of the pipe sizing can be found in Appendix 6.2. As the modeling tool requires modeling each loop as a succession of three (3) pipe supply sections followed by three (3) pipe return sections, the average pipe diameter of these sections was defined as a weighted average. The return pipe diameter was calculated based on the recirculation flow rate. The piping lengths presented in Figure 10 and Figure 11 include the pipes connecting the recirculation loop length to the mechanical loop.



			


			Section Type


			Supply


			Supply


			Supply


			Return


			Return


			Return





			Default Design


			Section Length (ft)


			113


			103


			133


			133


			103


			113





			


			Average section pipe diameter (inch)


			2.67


			2.43


			1.75


			1


			1


			1





			Optimized Design


			Section Length (ft)


			57


			59


			59


			59


			59


			57





			


			Average section pipe diameter (inch)


			2.35


			2.00


			1.44


			0.75


			0.75


			0.75








Figure 10. Recirculation Loop Layout – Low-rise


			


			Section Type


			Supply


			Supply


			Supply


			Return


			Return


			Return





			Default Design


			Section Length (ft)


			204


			103


			133


			133


			103


			204.3





			


			Average section pipe diameter (inch)


			3.50


			2.93


			2.14


			1


			1


			1





			Optimized Design


			Section Length (ft)


			56.6


			59.0


			59.0


			59.0


			59.0


			56.6





			


			Average section pipe diameter (inch)


			2.85


			2.38


			1.81


			0.75


			0.75


			0.75








Figure 11. Recirculation Loop Pipe Layout – High-rise


2.1.3 Cost Analysis



Cost information was collected through manufacturers interviews and online product and pricing research. Specifically, prices of different diameter copper pipes per linear foot were collected on the Internet in order to assess the incremental cost of better recirculation piping layout design. Control device prices were gathered through interviews of the control manufacturers as well as internet research.



2.1.4 Cost-Effectiveness Analysis



The CASE team calculated lifecycle cost analysis using methodology explained in the California Energy Commission report Life Cycle Cost Methodology 2013 California Building Energy Efficiency Standards, written by Architectural Energy Corporation, using the following equation:
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ΔLCC = ΔC – (PVTDV-E * ΔTDVE + PVTDV-G * ΔTDVG)


Where:



ΔLCC

change in life-cycle cost



ΔC

cost premium associated with the measure, relative to the base case



PVTDV-E
present value of a TDV unit of electricity



PVTDV-G
present value of a TDV unit of gas



ΔTDVE
TDV of electricity 



ΔTDVG
TDV of gas



A 30-year lifecycle was used as per the LCC methodology for residential and non-residential hot water system measures. LCC calculations were completed for two building prototypes (low-rise and high-rise multifamily buildings), in all sixteen (16) climate zones.



2.1.5 Stakeholder Meeting Process



All of the main approaches, assumptions and methods of analysis used in this proposal were presented at the Residential Stakeholder Meetings held on April 12th and May 13th, 2011, at the UC Davis Beuhler Alumni and Visitor Center, in Davis, CA.


At the meetings, the CASE team presented the methodology and analysis and asks for feedback on the proposed language and analysis thus far. Presentation materials and meeting notes, along with a summary of outstanding questions and issues are distributed using MyEmma meeting planning services.



In addition to the Stakeholder Meeting, two Stakeholder Work Sessions covering specific technical issues related to domestic hot water in multifamily building were held on October 13th, 2010, and January 13th, 2011. 



A record of the Stakeholder Meeting presentations, summaries and other supporting documents can be found at www.calcodesgroup.com.  



2.2 Methodology for Multifamily Solar Water Heating


2.2.1 Data Collection



The purpose of the data collection efforts was to gather supporting information on the following aspects of solar water heating application for multifamily buildings:


· Solar water heating technologies and market conditions


· System performance simulation tools and simulation inputs


· Installed system costs and maintenance assumptions 


· Solar water heating ready components


Literature Review



To understand where California stands in terms of multifamily buildings solar water heating installations, HMG conducted literature review to collect data on available solar water heating system types and current market conditions. Detailed market condition include current practices, prevalent system types, installed system costs, and potential market barriers. Resources reviewed included the latest CEUS data, incentive program documents, and literature available from various domestic and international organizations. Resources reviewed are described in detail in Section 3.2.3 with citations in the Bibliography section.


HMG carried out research to select an appropriate modeling method and software tool for evaluating solar water heating performance. The software tools examined spanned across research-level physical-principle based modeling tools, highly specialized tools for system design purposes and comprehensive tools used to assess comparative performance between energy efficiency measures. 



To identify components of making multifamily building solar water heating ready, HMG then reviewed existing guidelines and languages established in other jurisdictions and other interested agencies to promote the deployment of solar water heating technology. These included criteria/checklists from various green building rating systems and various established ordinances or guidelines developed by industry groups.


Industry Surveys and Interviews


In addition to data collected through literature review, HMG conducted targeted surveys to solicit further inputs from solar water heating equipment manufacturers, system designers and installers with multifamily system experience. An online survey tool was developed with questions regarding market conditions, tools utilized for system performance assessment and sizing, designs considerations and market barriers (A copy of the survey tool is provided in Appendix 6.5).   


Following the survey efforts, HMG conducted pointed phone interviews with a selective number of survey participants, mostly solar water heating system designers and installers, to seek inputs regarding components of making multifamily buildings solar water heating ready to substantially reduce the future cost of installing a solar water heating system. Interviewees were also asked to provide information on installed system cost estimates and cost breakdown for new construction, current typical retrofit (without ready measure) and retrofit with ready measures scenarios to help assess cost benefits that were possible due to implementation of ready measures.


2.2.2 Energy Savings Simulation



To quantify the amount of energy savings from a solar water heating system, the team simulated the performance of typical solar water heating system configurations with the appropriate energy simulation software. Decisions on solar water heating system configurations and an appropriate simulation software were based on the results from the data collection process.


Selection of Simulation Software



To assess the potential energy savings possible with the installation of solar water heating systems, the team needed to first review the wide variety of software tools available for the purpose. For Title 24 compliance purpose, buildings presently can demonstrate compliance with the code through performance path by using a spreadsheet based solar fraction calculator if an SRCC OG-300 rated system is installed, or CEC’s version of f-Chart if SRCC OG-100 rated collectors are installed. 



The spreadsheet calculator for OG-300 systems uses a set of pre-defined inputs to calculate an annual solar fraction based on the building conditioned floor area, solar energy factor provided by the SRCC directory and a solar radiation table by the 16 California climate zones. However, this is not suitable for use on most multifamily buildings, as the largest rated systems in SRCC’s OG-300 directory with gas auxiliary has collector area of less than 250 ft2. The two prototype buildings used for the analysis have collector areas larger than 250 ft2.  Therefore, CEC’s version of f-Chart can be used to calculate an annual solar fraction, which then can be used as an input into calculation of water heating budget (Equation 1 and Equation 3).



In addition to what is currently used for demonstrating Title 24 compliance, the team also investigated the following tools: RETScreen, Solar Analysis Modeling (SAM) tool, TRNSYS, f-chart, PolySun and T-Sol. RETscreen developed by Natural Resource Canada, and SAM developed by National Renewable Energy Lab (NREL) are similar because they were both developed to help inform and prioritize between technology options. While RETScreen included both energy efficiency and renewable energy options, SAM features only renewable energy generation options. Although they are helpful in comparing various technology options in terms of energy performance and financial impact, they were not appropriate for our purpose because of their limited energy simulation capability.



Almost all survey respondents  identified using design tools such as PolySun and T-Sol (and other similar proprietary customized tools) for system sizing, performance and cost savings estimate purposes. These tools were not suitable for our analysis because  they  were not designed to provide accurate hourly energy performance of systems with different configurations and operational inputs.



The team explored TRNSYS and TRNSYS-based tools and decided that TRNSYS was the best fit for this study. Although requiring lots of modeling expertise and resources, TRNSYS would provide accurate hourly modeling results for specific inputs in regards to weather file, water draw, and a wide range of design parameters.


Figure 12
 compares the various TRNSYS based tools used for evaluation of solar water heating systems.



			


			TRNSYS based





			Tool


			SDHW


			f-Chart


			SAM





			Purpose


			Energy savings estimation


			Solar fraction for systems with OG-100 collectors


			Cost implication





			Application Type


			Res single family


			Res and Commercial


			Res and Commercial





			Input


			 


			 


			 





			Weather


			pre-defined US stations


			2008 version CA climate zones


			tmy2, tmy3 & epw files





			Water Draw Profile


			pre and user-defined


			built-in
(no shown through interface)


			pre and user-defined





			System Information


			 


			 


			 





			Type


			ICS and active glycol 
(area only)


			OG 100 certified collectors


			glazed flat plate 
(HWB eqn)





			Orientation


			√


			√


			√





			Piping


			√


			--


			--





			Layout


			√


			--


			--





			HX & Pump


			√


			--


			HX only





			Storage Tank


			√


			√


			√





			Auxiliary


			√


			--


			√





			Output


			 


			 


			 





			System E Output & Savings


			√


			Solar Fraction only


			√





			Feature


			 


			 


			 





			Parametric


			√


			--


			√





			Sensitivity


			--


			--


			√








Figure 12. Comparison between Various TRNSYS-based Tools


Building Prototype Development



The two building prototypes, a low-rise  and a high-rise multifamily building, are the same  as those two used for recirculation loop improvement investigation as described in 2.1.2 previously. 


Standard Base Case



The standard base case used as the baseline for energy use comparison was a domestic hot water system, as defined in 2008 Title 24 rules, with a recirculation loop and gas water heaters. The daily building hot water draw schedules were calculated according to Appendix E of the 2008 Residential ACM Manual. The principle equation used to calculate the hourly adjusted recovery load seen by the water heater is (2008 Residential ACM RE-1):
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Equation 1


Where


HARL = hourly adjusted recovery load (Btu)



HSEU = hourly standard end use (Btu)



DLM = Distribution loss multiplier (unitless)



SSM = Solar Savings Multiplier (unitless), it is defined as the amount of the total hot water load that is not provided by solar hot water heating. Therefore, SSM = 1- SSF (2008 Residential ACM RE-1), where SSF is solar savings fraction and is tehe amount of total hot water load provided by solar hot water heating.


HRDL = Hourly recirculation distribution loss (Btu)



HJL = the tank surface losses of the unfired tank (Btu) 



In these base cases, the solar savings multiplier assumed the value of one, as all of the hourly standard end use (Btu) would have to be met by the gas water heater, in absence of a solar water heating system. Distribution loss multiplier (DLM) specifies distribution heat loss associated with pipes within dwelling units. It equals to one (1) in the standard base case and, therefore, it has no impact to system load. According to 2008 Title 24, the recirculation loop standard design includes a timer control. As proposed by this CASE study, the recirculation loop standard design should include a demand control and a dual-loop design. It should be noted that assumptions of recirculation controls and designs have little impact to solar savings multiplier (SSM). This is because the proposed solar water heating systems are designed to only meet system load associated with hot water draws, but not recirculation loop loss and the 2008 Title 24 ACM defines the SSM in the same way.


Hourly gas water heater energy use is calculated using the following equation (2008 Residential ACM RE-26):
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Equation 2 


Where



WHEU = Hourly fuel energy use of the water heating (Btu), adjusted for tank insulation



HARL = Hourly adjusted recovery load (Btu)



SBL = Total standby loss (Btu)


EFF = Efficiency (%) obtained from CEC Appliance Database or manufacturer literature.


Proposed Case 


Results obtained from the TRNSYS simulation runs were used to calculate the amount of energy harvested from the sun from a solar water heating system. The solar savings fraction (SSF) is calculated following the same equations as presented in the Standard Base Case section. Both the standard base case and proposed cases have the same hourly standard end use (HSEU) determined by draw schedule, supply temperature, and ground water temperature defined in the 2008 T24 Residential ACM Manual. Because solar water heaters are configured to only meet hot water draw loads, distribution system heat loss is not affected by solar water heaters. Difference in system gas energy consumption between the standard and proposed case, WHEU, is the solar energy gain from the solar water heating system. It is related to solar savings fraction as:
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Since SSMStandard = 1, 
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Equation 3


Knowledge gained from the data collection process of the study (through incentive program resources and online survey) helped us narrow down to a handful of typical system types (and their common configurations) and select the most fitting simulation tool. Detailed information on assumptions of the modeled system configurations which are not addressed in this section can be found in Appendix 6.8. With the expertise of our subcontractor, Thermal Energy System Specialists (TESS), the team defined three simulation input sets explained in the next section, Section 2.2.3. These simulation sets were crafted to map solar water heating system performance under different design conditions so that cost effective and technically feasible system design solutions can be identified.


· Performance Base Simulation: Four System Configurations in All Climate Zones


1. Active Glycol with External Heat Exchanger



2. Active Glycol with Immersed Heat Exchanger



3. Water Drainback



4. Forced Circulation (Open Loop)



· Permutation Simulation Phase I: Design Component Sizing


· Permutation Simulation Phase II: Collector Area Optimization


2.2.3 Simulation Approaches



This section explains the three different simulation input sets used to assess the energy performance of solar water heating systems of various configurations and under different design parameters.


Performance Base Simulation – System Configurations in All Climate Zones


To assess performance differences between the defined system configurations, we modeled the solar water heating system performance for two building prototypes in all 16 of California’s climate zones under a set of “default” design parameter values. There are three principal system design parameters considered in this study:



1. Collector sizing ratio: in unit of square footage collector area to the gallons per day daily demand of the building as calculated per Title 24 rules.


2. Solar tank sizing ratio: in unit of gallons of storage capacity per sq. ft. collector area , and


3. Auxiliary tank sizing ratio: also in unit of gallons of storage capacity per sq. ft. collector area.



More detailed assumptions and descriptions of the modeled systems can be found in Appendix 6.8, in addition to the following highlights:



· Pumping power based on 15 W/gpm representative of a standard pump (90% motor and 60% overall efficiency) pumping a 60/40 mixture of water/propylene glycol. 



· Double-wall heat exchanger with 0.4 effectiveness for water/glycol systems and single-wall heat exchanger with 0.5 for water/water systems.


Inputs defined for the performance base case simulations are shown in Figure 13. With the exception of the collector sizing ratio, the quantities depicted in the input table represent those of a typical multifamily sized solar water heating system. (The team later learned that collector size ratio of 1 is larger than physically feasible due to overheating issues). The team then utilized the comparative performance results between the different system configurations and climate zones as comparison basis to help process results obtained from the permutation phases to follow. 
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Figure 13. Performance Base Simluation Inputs  



Permutation Simulation Phase I - Design Component Sizing


After establishing the performance base case for the four system configurations, the team investigated the effects that each of the above-mentioned sizing parameters has on system performance in terms of auxiliary water heater gas energy saved. Therefore, one system configuration (active glycol with external heat exchanger) in one climate zone for one building prototype was chosen, and a set of permutation runs were defined with various collector, solar tank and auxiliary tank sizing, as shown in Figure 14. The ranges of design sizing parameters were determined based on review of data collected and the stakeholder meeting process which are explained later in the report. Specifically, the collector sizing range of 0.05, 0.1 and 0.3 was chosen initially as a result of literature review and feedback received from stakeholders.
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Figure 14. Permutation Simulation Phase I Inputs


Permutation Simulation Phase II - Collector Area Sizing Optimization



After review results from the first phase of permutation efforts, the team determined that it was necessary to further investigate the effect that collector sizing has on energy production of solar water heating system. Therefore, phase II of the permutation simulation runs were conducted with much of the same assumptions as were made in Phase I, with the exception of finer collector sizing increments to help discover the optimal collector sizing that will result in the most energy savings benefits on a per unit cost basis.
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Figure 15. Permutation Simulation Phase II Inputs


2.2.4 Cost Analysis



On the other side of the cost-effectiveness equation to the potential energy savings are the cost premiums associated with solar water heating systems. To facilitate the cost effectiveness analysis, the team generated cost estimates for



· Installed System Cost, and



· Maintenance Costs


This section lays out the resources considered and assumptions used to perform these cost estimates. The results of the analysis are provided in Section 3.2.6. 


Installed System Costs



Installed system costs of solar water heating systems should include solar equipment, labor and profit margin costs. However, this level of cost breakdown was not available or accessible in most of the resources the team identified. The three sources from which most cost data was gathered were: program data, RS Means cost book and stakeholder input. The team ultimately collected installed system costs as aggregate cost numbers, instead of costs by components (ex. equipment vs. labor vs. markup).


First, the team collected data from available solar water heating incentive program databases in California. The two sources of actual project data with installed system costs are the Solar Water Heating Pilot Program (Pilot Program) administered by the California Center for Sustainable Energy and the newly implemented California Solar Initiative – Thermal (CSI-Thermal) program for multifamily and commercial projects. Solar water heating system cost data is also available in RS Means cost data books. In addition, as points of reference, stakeholders provided high-level estimate on installed system cost estimate through the stakeholder meeting process and various interview efforts.


Maintenance Costs



To estimate general realistic maintenance costs, we needed both realistic maintenance schedules and costs associated with equipment-specific maintenance tasks.


Maintenance schedules are closely tied to equipment life, as equipment-specific maintenance tasks are performed at the end of equipment life. Stakeholder inputs and warranty requirements for EnergyStar residential solar water heating program were included and examined for the consideration of equipment life assumptions. 


For cost associated with various maintenance tasks, RS Means cost book was again utilized for labor cost estimate and industry stakeholders inputs were used for the number of hours and relevant equipment/material costs needed.


2.2.5 Cost Effectiveness Analysis


Two methods of LCC are presented below, as the solar water heating codes change proposals with and without energy savings should be evaluated on very different basis. 


LCC of Prescriptive Minimum Solar Fraction Requirement



The same lifecycle costing methodology described previously in Section 2.1.4  is used for the evaluation of the solar water heating portion of the study. A 30-year lifecycle was assumed for both the low-rise and high-rise prototype buildings, with the 30-yr Residential and 30-yr NonResidential TDV multipliers and present value factors used respectively.


Cost Effectiveness of Ready Measures



The basic idea of making a building solar water heating ready is based on the assumption that it would reduce cost of future installation while adding relatively little cost during the time of new construction if a building was designed with retrofitting of a solar water heating system in mind. Therefore, in addition to the potential energy cost savings benefits, there are also direct cost savings expected from the Ready portion of the solar water heating measure. 



To be prudent and avoid over-estimate of benefits resulting from the measure, the team decided to not account for the energy cost savings benefits in the cost-effectiveness calculation approach. The universal lifecycle cost methodology developed by the CEC for evaluation all codes and standards enhancement topics was thus not suitable for evaluation of the solar water heating ready measure. 



Instead, we proceeded to estimate the first costs needed to make a building solar water heating ready during the design phase and compare this with the potential cost savings possible when it comes the time for retrofitting for a solar water heating system. Naturally, not all buildings which are made solar water heating ready will decide to retrofit for it later. Therefore, it is crucial to determine what market penetration rate solar water heating may achieve within the measure life of 30 years. 



This is the main difference between the evaluation of other measure and this ready measure. While other measure with energy cost savings can be evaluated on a per building basis, the cost-effectiveness of this ready measure highly depends on just how much of the housing stock will decide to retrofit for solar water heating systems. 
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Equation 4


where 



Costready = additional cost to be ready, per building



MFtotal = total building stock in 2013



∆Costretrofit = cost savings when retrofitting a ready building (vs. a regular building), per building



MFretrofit = number of buildings that will retrofit for solar water heating ( the only unknown 



MFinstall = number of buildings that will install solar water heating during new construction; this number is neglected, since it is currently accounts for less than 1% of total MF housing stock.


FVMn year = future value multiplier n years between the solar ready home built and when solar is added later on.  Based on the future value of money at a 3% real discount rate.


Given the per building additional cost and the per building cost savings possible, we can calculate the minimum adoption rate (MFretrofit) required at the end of the measure life to allow positive cost-effectiveness but equating the additional cost now to the cost savings later. The team intended to collect these figures through the literature review and stakeholder interview/meeting process.


After finding this minimum cost-effective adoption rate, comparing this with various projected future penetration rates predicted by different resources will help the team assess whether making the building solar water heating ready is feasible or not depending on how closely the minimum adoption rate aligns with these projected penetration rates. 


2.2.6 Stakeholder Meeting Process



Approaches, assumptions and methods of analysis used for this portion of the study were again vetted via the previously mentioned stakeholder meeting process sponsored by the IOUs. 


At each of the meeting, the utilities’ CASE team presented the progress of analysis completed thus far, actively sought stakeholders inputs and feedbacks and compiled and distributed summary of discussion during the meeting, along with outstanding questions and issues.


A record of the stakeholder meeting and related supporting documents can be found at www.calcodes.com. Stakeholder meetings were held at the following locations and dates:



· First Solar Topic Stakeholder Meeting: April 2010, San Ramon Valley Conference Center, San Ramon, CA


· Second Solar Topic Stakeholder Meeting: November 2010, San Ramon Valley Conference Center, San Ramon, CA



· Third Solar Topic Stakeholder Meeting: April 2011, via webinar


An additional follow-up discussion was held via webinar on  January 11, 2011 to facilitate more in-depth discussion and solicit feedbacks.


3. Analysis and Results 



This section presents the analysis performed and results obtained using the methodologies described previously. Similar to the methodology section, presentation of the data collection results, energy savings and cost analysis for the DHW and Solar Water Heating parts of the study are presented separately. The major components  include:


MF DHW Improvements:



· DHW Recirculation Loop Controls


· DHW System Configuration



· Energy Savings Analysis


· Cost Analysis


Solar Water Heating:


· Solar Water Heating Technology 


· Market Penetration of Solar Water Heating



· Existing Solar Ready Regulations



· Energy Savings Analysis


· Cost Analysis


Cost effectiveness results combining elements of all these considered measures are presented in a single LCC results section to demonstrate and compare the combined energy and cost savings implications of all the related multifamily DHW measures.


3.1 Analysis and Results for Recirculation Loop Improvements


This section provides detailed market study and analysis results for DHW recirculation loop improvements.


3.1.1 Data Collection/Market Study



This CASE was developed based on the PIER multifamily DHW system study, which provided the following data sets to support the development of the proposed changes:



· General central DHW system configurations, recirculation loop designs, and controls collected through on-site DHW system inspection of 50 multi-family buildings.


· DHW system performance monitoring and analysis data, along with general building characteristics, from 32 multi-family building. The field monitoring studies measured cold water supply temperature and flow, hot water supply temperature and flow, and hot water return temperature and flow. Monitoring periods vary from one month to more than one year based on permission by the building owners and operators. Performance data were logged in 30-second intervals.



· Detailed on-site monitoring and analysis of recirculation control technology performance in 9 multi-family buildings. Timer control, demand control, and temperature modulation control were installed and study. In addition to water temperatures and flows measurements, natural gas consumptions were monitored. Detailed recirculation loop designs were obtained from the building plans as well on-site inspection.  Monitoring periods lasted for more than one year at each site. Performance data were logged in 30-second intervals. Performance monitoring results and detailed recirculation loop designs from four (4) building sites were used to validate the DHW recirculation loop model. 


· Multi-year DHW system continuous monitoring data collection by the EDC Technology from 50 multi-family buildings. All of these systems have a combined temperature modulation control and remote continuous monitoring.



The PIER multifamily DHW system study developed an energy flow analysis method, which calculates major DHW system energy flow components using field measurement data. Figure 5 presents the average DWH system energy flow breakdown based on field performance study results of all buildings studied by the PIER research. DHW system performance in different buildings vary drastically from building to building. As shown in Figure 16. Recirculation loop heat loss can represent from 9% to 63% of the total system gas energy input.
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Figure 16 Multifamily DHW System Performance Statistics


DHW system overall energy consumption strongly depends on the distribution network configurations, and is also influenced by different operational parameters, including hot water draw patterns, ambient temperatures and supply temperatures. The former parameters keep changing throughout the year, while the latter may vary due to building manager behavior.


DHW Recirculation Loop Controls


Several control technologies can be used to reduce recirculation loop heat loss in central DHW systems without sacrificing hot water delivery services. These technologies either control recirculation pump operation or modulate hot water supply temperatures. This study focuses on the demand control and temperature modulation control. The PIER study investigated energy savings potential of time controls, but the field results indicated that timer control with recirculation pump being turned off for extended period of time is not suitable for multifamily buildings, since hot water demand can be expected throughout the day in multi-family buildings. 


Temperature modulation devices lower the temperature at times when hot water demand is expected to be low. Recirculation pumps are not controlled by temperature modulation controls. Some versions of temperature modulation devices use fixed temperature control schedules, while others can automatically adjust control schedules based on measured draw patterns. Manufacturers of temperature modulation technologies include:



· EDC Technology



· Pro-Temp Controls


· Heat-Timer Corporation 


Figure 17 depicts the temperature pattern of a combined temperature modulation with monitoring control. In this particular example, the supply temperature was allowed to drop by 15˚F at night when the demand was low, compared to its setting during high demand hours. In practical applications, temperature modulation settings depend on specific temperature modulation technology and building operation requirements. This control does not change recirculation pump operation.
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Figure 17 Example of Monitored Temperature Modulation Operation


Demand control technologies control recirculation pump operation based on hot water demand. Some demand control technologies also incorporate recirculation pump controls based on hot water return temperature measurement. These controls only switch the recirculation pump on when hot water demand is detected and the hot water return temperature is below a threshold. In other words, the recirculation pump is kept off if there is no hot water demand or the water temperature in the hot water pipes is deemed to be warm enough (above a threshold value set by the control). In recirculation systems, hot water demand is usually detected by a flow sensor installed on the cold water supply pipe. Manufacturers of demand control technologies include:


· Enovative Group



· Taco 


· Uponor


· Advanced Conservation Technology Distribution


Figure 18 shows the temperature and water flow profiles under demand control. Since hot water demand exists throughout the day, the pump operation is determined by return temperature (Temperature HWR). The measurement shows the control threshold setting was slightly below 100˚F. The figure also shows the effect of pipe cool down after recirculation pump was turned off (reflected by the measurement of recirculation flow, the bright green curve).
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Figure 18 Example of Monitored Demand Control Operation


Recirculation control technologies save energy by reducing recirculation pipe heat loss, either by reducing  temperatures of water flow in the loop (temperature modulation) or by letting recirculation pipes to cool down without water flow (demand control). Demand controls also provide pump energy savings. The PIER research indicated that energy savings could be accurately assessed through heat transfer analysis instead of through simple comparison of system gas consumption with and without controls, because large variations in daily hot water usages often offset impact by controls. 


A continuous monitoring system monitors different operation parameters of the DHW system and automatically provides system operation status and malfunction updates to system operators. Although it does not actively control DHW system operations, it can help building maintenance personal to properly operate the DHW system without potentially using excessively high supply temperatures, which is a common way used by building operators to solve DHW system performance issues without knowing system operation details.


Despite promotion of recirculation system controls by utility incentive programs, market penetrations of demand control and temperature modulation technologies are still very low. Out of the total 50 buildings visited by the PIER field study, only one building had a temperature modulation control and five buildings had a demand control and all six buildings were built before 1985. 



Since 2005, Title 24 standards mandate recirculation systems to have a control capable of automatically turning off the recirculation pump. The residential ACM Appendix E- Water Heating Calculation Method provides energy savings credit for timer control based on the assumption that timer controls turn off recirculation pumps from 10 PM to 5 AM everyday. As indicated above, PIER field studies and stakeholder feedbacks indicated that this assumption was not valid. The existing Title 24 requirements do not recognize energy savings by demand controls and temperature modulation controls. 


DHW System Configurations


In addition to system performance monitoring, the PIER study investigated multifamily building recirculation system designs. For each building, where DHW system field performance monitoring was conducted, the project team gathered information on water heating systems, recirculation loop configuration, and pipe insulation. For buildings, where recirculation controls were studied, they carefully studied recirculation loop configurations in terms of pipe locations, lengths, diameters, and insulation levels according to both building plans and site inspection. The CASE study further investigated general recirculation loop design practices by reviewing building plans available from utility multifamily programs.


In general, both the PIER study and further CASE study efforts found that multifamily DHW distribution network can have various configurations. Although building shape determines the general locations of the recirculation loop, the pipe routes had a wide range of variation even with similar building shapes. The CASE study interviewed several mechanical system designers who designed the building DHW systems, which were investigated by the CASE study. The CASE team found that there is no industry guideline on DHW distribution system designs. Most of those systems were designed based on designers’ experience and some of those were based on hydronic heating distribution designs. 


As pipe heating loss is directly correlated with pipe surface areas, detailed recirculation configurations have to be considered in understanding DHW distribution system performance. The PIER study conducted in-depth performance analysis and modeling using field monitoring data from four buildings, whose recirculation loop configurations were also carefully examined. The four buildings had very different recirculation loop designs and drastically different measured performance. The building performance data were used to test the general principle and accuracy of the recirculation loop performance model so that it can be applied to a broad range of designs. Figure 19 summarized recirculation loop configurations of the four buildings and  Figure 20 to Figure 23 illustrate the corresponding loop structures. 


Site 1 has a relatively complex recirculation layout. The mechanical room is located in the garage and the recirculation loop was split to serve two parts of the building. The recirculation loop serves the front of the building (part on the right in the figure), while the other serves the part located on top of the garage (left part on the figure). The first loop is routed through the second floor, and the fourth floor. The second loop is routed through garage ceiling, the second floor, and the fourth floor. 


Site 2 shows an example of a simple recirculation loop. The mechanical room is located on the third floor (top floor) and the loop piping is routed through the second floor ceiling. This configuration reduces the length of the unit distribution branches, the longest one being two floors long. The hot water supply main line branches right after the mechanical room and serves all of one side of the building, which is centered, around a courtyard. When the hot water supply lines reach the opposite side of the building, they become hot water return lines, which merge before returning to the mechanical room. 


Site 3 has the recirculation loop located in the garage ceiling space with long branches going from the recirculation loop to dwelling units above. Site 4 has a very similar arrangement but with several secondary loops.  


			Site ID


			Recirculation Loop Location


			Total Loop Length (ft)


			Insulation


			Supply


			Return





			


			


			


			


			Length (ft)


			Diameter (inch)


			Length (ft)


			Diameter (inch)





			Site 1- 
SFD


			Garage (ground floor), second and third floor


			1009


			Fiber glass



1 inch


			516


			2.


			493


			1





			Site 2- 
SAM


			Ceiling of second floor


			897


			Fiber glass



1 inch


			575


			2


			322


			0.75





			Site 3- 
SFF


			Garage


			437


			Fiber glass



1 inch


			218


			2


			219


			1





			Site 4- 
SFH


			Garage


			1391


			Fiber glass



1 inch


			678


			2


			713


			0.75








Figure 19 Summary  of Recirculation Loop Systems
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Figure 20. Site 1 - SFD
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Figure 21. Site 2 - SAM
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Figure 22. Site 3 - SFF
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Figure 23 Site 4 - SFH



3.1.2 Energy Savings Analysis



Energy savings from control technologies and recirculation loop design improvement were evaluated using a multifamily DHW recirculation loop performance model developed by the PIER research and validated by the CASE study.



PIER Multi-family DHW System Recirculation Loop Performance Model


The PIER Multifamily DHW System Recirculation Loop Performance Model was developed to assess the recirculation system performance under different control schedules and operating conditions. It allows users to provide specific custom recirculation loop designs, including those with split-loop configurations. The Water and Space Heating CASE study provides a detailed description of the modeling method and the associated proposed ACM algorithms.  In general, the model assesses heat loss of each pipe section along the recirculation loop. Pipe heat losses are modeled in two different modes, pipe with water flow and pipe without water flow, which represent two different heat transfer  processes. In the first mode, water flow in the pipe maintains pipe temperature at a relatively stable level so that the heat loss is also stable. The exact pipe temperature and heat loss are modeled using heat transfer principles with consideration of pipe section supply temperature, flow rate, pipe diameter, ambient temperature, and insulation conditions. In the second mode, without water flows, pipe heat loss leads to steady reduction of water and pipe temperature so that pipe heat loss gradually slows down. The long the water flow is stopped, the lower the pipe temperature will be, and the less the pipe heat loss would be. Heat loss rate is a time-dependent value and is modeled based on the lump-capacitance heat transfer method. Heat transfer mode for each pipe section depends on hot water draw schedule, control schedule, and relative location of pipe section in the loop. The relative locations of pipe sections are used by the model pass flow and temperature information between connected pipe sections. The PIER model assesses overall system performance through model integration of all pipe sections. 


This model was successfully validated with field measurement data for all control scenarios. As shown in appendix 6.3, for four significantly different buildings and recirculation loop designs, the modeled and measured values of recirculation loop heat loss and total system energy consumptions were very close to each other.


The model is implemented as an EXCEL tool. Some screenshots of the tool are shown in in appendix 6.4. The first step is to specify the central DHW system designs including  recirculation loop pipe sections (pipe length, diameter, insulation thickness, and location), recirculation flow rate, pump power, and water heater efficiency. System operation schedule is then specified from a list of default choices or from a customer schedule. The operation schedule includes specifications of hot water supply temperature and pump status (on or off) for each time step. For the demand control, in order to model the intermittent pump operation, each hour is broken down into two uneven time steps. The pump is on during the first time step, which is usually short. The exact duration of the time step depends on return pipe volume and recirculation flow rate. The second time step lasts the remaining of the hour when the pump is off. The model incorporate Title 24 ACM draw schedule and weather data and can also use customer draw schedule and weather data. For model validation, we used field measured hot water draw patterns and operation schedules. 


The model produces detailed hourly system performance data, such as hot water temperatures of each pipe sections and system energy (natural gas and electricity) consumptions. TDV energy consumptions are calculated accordingly using the new TDV values for 2013 Title 24 development.



Energy Analysis Assumptions



The Water and Space heating CASE study developed a set ACM algorithms based on the PIER recirculation loop model. In order to make the compliance process more practical, the proposed ACM algorithm only requires the recirculation loop to be modeled as six pipe sections, with three hot water supply sections and three hot water return sections. This CASE study followed the proposed ACM algorithms by using a six-section recirculation model to estimate energy savings.



General DHW system operation conditions are based on the Title 24 residential ACM Appendix E, including hot water draw schedule, ground water temperature (cold water supply temperature), and hot water supply temperature (135°F). Indoor temperature was assumed to be 72°F.



Control schedule assumptions are shown in Figure 24 through Figure 27. Each day were broken into forty-eight (48) time intervals (two per hour). For temperature modulation and continuous monitoring, time intervals are uniform with each at 30 minutes. Temperature modulation control was assumed to reduce the supply temperature by 10°F from 1 am to 5 am to with one-hour transitions at 12pm and 6am. Continuous monitoring benefits were modeled by lowering the supply temperature by 5°F, as explained in the previous section. The combined temperature modulation and continuous monitoring control were assumed to achieve the effects of both controls as shown in Figure 24 and Figure 25.



As explained above, demand controls have varying time step intervals, with successive pump on/pump off sequences. Figure 26 and Figure 27. present the pump operation schedule for the low-rise and high-rise prototype buildings used in CASE study. 


			Step Index


			Time Interval (min)


			Pump On/Off


			How Water Supply Temperature (°F)





			


			


			


			Temperature Modulation


			Continuous Monitoring


			Temperature Modulation + Continuous Monitoring





			1 


			30


			On


			125


			130


			120





			2


			30


			On


			125


			130


			120





			3


			30


			On


			125


			130


			120





			4


			30


			On


			125


			130


			120





			5


			30


			On


			125


			130


			120





			6


			30


			On


			125


			130


			120





			7


			30


			On


			125


			130


			120





			8


			30


			On


			125


			130


			120





			9


			30


			On


			125


			130


			120





			10


			30


			On


			125


			130


			120





			11


			30


			On


			130


			130


			125





			12


			30


			On


			130


			130


			125





			13


			30


			On


			135


			130


			130





			14


			30


			On


			135


			130


			130





			15


			30


			On


			135


			130


			130





			16


			30


			On


			135


			130


			130





			17


			30


			On


			135


			130


			130





			18


			30


			On


			135


			130


			130





			19


			30


			On


			135


			130


			130





			20


			30


			On


			135


			130


			130





			21


			30


			On


			135


			130


			130





			22


			30


			On


			135


			130


			130





			23


			30


			On


			135


			130


			130





			24


			30


			On


			135


			130


			130








Figure 24. Control Schedule for Temperature Modulation and Continuous Monitoring (Part 1)



			Step Index


			Time Interval (min)


			Pump On/Off


			How Water Supply Temperature (°F)





			


			


			


			Temperature Modulation


			Continuous Monitoring


			Temperature Modulation + Continuous Monitoring





			25


			30


			On


			135


			130


			130





			26


			30


			On


			135


			130


			130





			27


			30


			On


			135


			130


			130





			28


			30


			On


			135


			130


			130





			29


			30


			On


			135


			130


			130





			30


			30


			On


			135


			130


			130





			31


			30


			On


			135


			130


			130





			32


			30


			On


			135


			130


			130





			33


			30


			On


			135


			130


			130





			34


			30


			On


			135


			130


			130





			35


			30


			On


			135


			130


			130





			36


			30


			On


			135


			130


			130





			37


			30


			On


			135


			130


			130





			38


			30


			On


			135


			130


			130





			39


			30


			On


			135


			130


			130





			40


			30


			On


			135


			130


			130





			41


			30


			On


			135


			130


			130





			42


			30


			On


			135


			130


			130





			43


			30


			On


			135


			130


			130





			44


			30


			On


			135


			130


			130





			45


			30


			On


			135


			130


			130





			46


			30


			On


			135


			130


			130





			47


			30


			On


			130


			130


			125





			48


			30


			On


			130


			130


			125








Figure 25 Control Schedule for Temperature Modulation and Continuous Monitoring (Part 2)



			Step Index


			Pump On/Off


			Hot Water Supply Temperature (°F)


			Time Interval (min)





			


			


			


			Low-rise


			High-rise





			


			


			


			Demand Control (Default Design)


			Demand Control (Optimized Design)


			Demand Control (Default Design)


			Demand Control (Optimized Design)





			1 


			On


			135


			14.8


			7.4


			22.6


			11.3





			2


			Off


			135


			45.2


			52.6


			37.4


			48.7





			3


			On


			135


			14.8


			7.4


			22.6


			11.3





			4


			Off


			135


			45.2


			52.6


			37.4


			48.7





			5


			On


			135


			14.8


			7.4


			22.6


			11.3





			6


			Off


			135


			45.2


			52.6


			37.4


			48.7





			7


			On


			135


			14.8


			7.4


			22.6


			11.3





			8


			Off


			135


			45.2


			52.6


			37.4


			48.7





			9


			On


			135


			14.8


			7.4


			22.6


			11.3





			10


			Off


			135


			45.2


			52.6


			37.4


			48.7





			11


			On


			135


			14.8


			7.4


			22.6


			11.3





			12


			Off


			135


			45.2


			52.6


			37.4


			48.7





			13


			On


			135


			14.8


			7.4


			22.6


			11.3





			14


			Off


			135


			45.2


			52.6


			37.4


			48.7





			15


			On


			135


			14.8


			7.4


			22.6


			11.3





			16


			Off


			135


			45.2


			52.6


			37.4


			48.7





			17


			On


			135


			14.8


			7.4


			22.6


			11.3





			18


			Off


			135


			45.2


			52.6


			37.4


			48.7





			19


			On


			135


			14.8


			7.4


			22.6


			11.3





			20


			Off


			135


			45.2


			52.6


			37.4


			48.7





			21


			On


			135


			14.8


			7.4


			22.6


			11.3





			22


			Off


			135


			45.2


			52.6


			37.4


			48.7





			23


			On


			135


			14.8


			7.4


			22.6


			11.3





			24


			Off


			135


			45.2


			52.6


			37.4


			48.7








Figure 26 Control Schedule for Demand Control (Part 1)



			Step Index


			Pump On/Off


			Hot Water Supply Temperature (°F)


			Time Interval (min)





			


			


			


			Low-rise


			High-rise





			


			


			


			Demand Control (Default Design)


			Demand Control (Optimized Design)


			Demand Control (Default Design)


			Demand Control (Optimized Design)





			25


			On


			135


			14.8


			7.4


			22.6


			11.3





			26


			Off


			135


			45.2


			52.6


			37.4


			48.7





			27


			On


			135


			14.8


			7.4


			22.6


			11.3





			28


			Off


			135


			45.2


			52.6


			37.4


			48.7





			29


			On


			135


			14.8


			7.4


			22.6


			11.3





			30


			Off


			135


			45.2


			52.6


			37.4


			48.7





			31


			On


			135


			14.8


			7.4


			22.6


			11.3





			32


			Off


			135


			45.2


			52.6


			37.4


			48.7





			33


			On


			135


			14.8


			7.4


			22.6


			11.3





			34


			Off


			135


			45.2


			52.6


			37.4


			48.7





			35


			On


			135


			14.8


			7.4


			22.6


			11.3





			36


			Off


			135


			45.2


			52.6


			37.4


			48.7





			37


			On


			135


			14.8


			7.4


			22.6


			11.3





			38


			Off


			135


			45.2


			52.6


			37.4


			48.7





			39


			On


			135


			14.8


			7.4


			22.6


			11.3





			40


			Off


			135


			45.2


			52.6


			37.4


			48.7





			41


			On


			135


			14.8


			7.4


			22.6


			11.3





			42


			Off


			135


			45.2


			52.6


			37.4


			48.7





			43


			On


			135


			14.8


			7.4


			22.6


			11.3





			44


			Off


			135


			45.2


			52.6


			37.4


			48.7





			45


			On


			135


			14.8


			7.4


			22.6


			11.3





			46


			Off


			135


			45.2


			52.6


			37.4


			48.7





			47


			On


			135


			14.8


			7.4


			22.6


			11.3





			48


			Off


			135


			45.2


			52.6


			37.4


			48.7








Figure 27 Control Schedule for Demand Control (Part 2)


3.1.3 Energy Savings Results



Figure 28 presents the energy savings from different recirculation loop control technologies, averaged across all climate zones. Energy savings for each climate zone are presented in the appendix 6.1. Electricity consumption reductions are due to decreased pump operation, and hence only occur with demand controls. The electricity savings are not climate-zone sensitive. The natural gas savings show little sensitivity to the different climate zones, as most of the distribution network is assumed to be located in conditioned spaces. 



The combination of temperature modulation and continuous monitoring yields twice as much gas savings than temperature modulation only or continuous monitoring only, while demand control savings yields two and a half times more savings than temperature modulation only. Demand savings estimates are based on the average pump time off during an hour under demand control scheme.


			Control Technology


			Low-rise


			High-rise





			


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)





			Temperature Modulation


			0


			0


			405


			0


			0


			535





			Continuous Monitoring


			0


			0


			461


			0


			0


			771





			Temperature Modulation + Continuous Monitoring


			0


			0


			785


			0


			0


			1199





			Demand Control


			1228


			0.140


			1014


			2035


			0.233


			1255








Figure 28 Control Energy Savings



3.1.4 Cost Analysis



This CASE study proposes the prescriptive requirements of installation of demand controls. Based on interview with manufacturers, demand control equipment cost about $1000 for each recirculation loop system and installation cost is about $200. The lifetime for demand control is about 15 years. As a result, for the 30-year LCC analysis, a demand control is assumed to be installed twice, one in the first year and one in the sixteenth year.


Both optimized design and default design recirculation loop piping material cost were calculated using detailed recirculation system design, which breaks the piping into different sections depending on pipe diameter, which decrease along the recirculation loop (and is related to the number of units by section). Each section cost was estimated using copper pipe type L price per linear foot summarized in Figure 29. Neither incremental installation nor maintenance costs were considered, as the total length of piping is similar in both cases, leading to similar labor cost, and usually no maintenance is performed after installation. The cost of each design, as well as the incremental cost of the design improvement is shown in Figure 30. For both low-rise and high-rise building, this incremental cost is significant. 



			Pipe Diameter


			Price ($/ft)





			0.75


			3.65





			1


			5.40





			1.25


			7.78





			1.5


			9.85





			2


			19.08





			2.5


			29.84





			3


			34.43





			3.5


			49.95








Figure 29 Copper Piping Type L Cost ($/ft) for different pipe diameter


			Recirculation System Configuration


			Low-rise


			High-rise





			Default


			$9,785


			$18,300





			Optimized


			$7,625


			$10,407





			Optimized Incremental Cost


			$(2,159)


			$(7,892)








Figure 30 Recirculation Configuration Cost



3.2 Analysis and Results for Solar Water Heating


This section presents results from our data collection efforts and savings analysis for multi-family solar water heating.


3.2.1 Solar Water Heating Technology



Solar water heating systems are made up of components which collector solar heat, store solar heat, delivers hot water, control the operation and protect the system again freezing. Understanding in basic system components, their functions and how system performances are currently evaluated helps the team make informed decision on the simulation software and ultimately define system configurations and inputs for the simulation runs.



For harvesting solar energy, various types of collectors are available on the market. The most common types of collectors are flat plate collectors. Collectors are rated by the Solar Ratings Certification Corporation (SRCC), and included in SRCC’s OG-100 database. Technical specifications included in the database include daily energy harvesting potential of the given panel at various inlet and outlet working fluid temperature differences, the dimension of the collectors, pressure drop across the collectors and collector efficiency as a function of collector temperature amongst other technical quantities.



For the storage of solar energy, unheated solar water tanks or electric or gas water heating tanks can be employed. To deliver the collected and stored energy where it is needed, components such as heat transfer fluid (water vs. glycol or air), pumps, pipes and heat exchangers are necessary. Control equipment driven by temperature differential, PV or time is needed to determine when sufficient solar energy is available to be transferred into the domestic water heating system, .



Lastly, for prevention of fluid freezing and resulting damage to the collector, various strategies can be applied. These include the use drainback tanks, continuous water flow, freeze prevention valves (mostly in colder weather than California) or recirculation of working fluid with lower freeze point such as propylene glycol. More detailed descriptions and schematics of freeze protection strategies are included in the market condition section of the report.



Inter-related to the system components, solar water heating systems may be categorized in many different ways, in additional to the type of collectors used. Some common distinctions include: 



· Unglazed liquid, glazed liquid vs. air collector types, depend on the collector work fluid



· Open vs. close system type, depending on whether the collector loop and the water heater loop are the same where the working water also is served to the end user



· Active vs. passive system types, depending on the pumping method



· Active systems are those with active pumping for circulation and/or freeze protection



· Passive systems include: thermosyphon and  integrated collector storage (ICS) 


· Freeze protection: automatic mechanism (automatic draining, antifreeze fluids, thermal mass, sometimes with manual draining capability or recirculation loop)



Besides satisfying the domestic hot water use, solar water heating system, especially the larger multifamily sized systems, are often coupled with hydronic space heating as well. The study only considered solar water heating for offsetting the domestic water heating budget, not space heating.


3.2.2 Current Title 24 Requirements



There are currently no requirements for installing solar water heating systems for multifamily buildings in California. However, solar water heating is required for new state buildings and residential buildings with certain features. 



In terms of requiring solar water heating installation for larger buildings, the state set a precedent by adding the mandatory requirement in Section 113(c)6, which requires that new state buildings to provides at least 60 % of the water heating energy from site solar energy or recovered energy. To satisfy this requirement, systems and/or collectors must be certified by the Solar Rating and Certification Corporation (SRCC). This section of the code also states that the requirement may be omitted when deemed economically or physical infeasible, which left much of the requirement up to interpretation.



Furthermore, for single family buildings that wish to demonstrate compliance using Component Package C (for buildings with electric-resistance space heating), Title 24 requires that the primary water heating may be electric-resistance only if the water heater is located within the building envelope, and a minimum of 25% of water heating energy is provided by a solar system. However, since this minimum solar water heating requirement appears only as a footnote to the Component Package table, the team suspects and it is confirmed via the RASS database, that there is relatively low compliance in the market. Another CASE topic, Single-Family and Specialty Commercial Solar Water Heating, explores the opportunity of requiring a higher solar fraction requirement for electric resistance water heating in low-rise residential buildings and possibility of clarifying this minimum requirement in the code to increase the installation of solar systems.


3.2.3 Market Condition of Solar Water Heating Systems



National



There are a wide variety of solar collectors available on the market today. US Energy Information Administration’s annual report on the manufacturing activities provides a snapshot of the domestic distribution of solar thermal collectors. The more-relevant collector type here is the “Medium-Temperature” type, which the EIA defines as having working fluid temperature of 140-180°F. Within medium-temperature collector types, flat-plate collectors are over 75% of the market share. 



			Market Sector/


End Use


			Type





			


			Low-Temperature


			Medium-Temperature


			High-Temperature





			


			Liquid/Air


			Air


			Liquid


			Parabolic Dish/


Trough





			


			Metallic and Nonmetallic


			


			ICS/


Thermo-



siphon


			Flat-Plate (Pumped)


			Evacuated Tube


			Concen-



trator


			





			Market Sector


			 


			 


			 


			 


			 


			 


			 





			 Residential


			8,423


			17


			134


			1,466


			199


			-


			-





			 Commercial


			526


			4


			7


			278


			123


			26


			10





			 Industrial


			11


			-


			-


			27


			1


			-


			594





			 Electric Power


			-


			-


			-


			-


			-


			-


			374





			 Transportation


			-


			-


			-


			-


			-


			-


			-





			U.S. Total


			8,959


			21


			141


			1,771


			324


			26


			978





			 


			 


			 


			 


			 


			 


			 


			 





			End Use


			 


			 


			 


			 


			 


			 


			 





			 Pool Heating


			8,882


			-


			-


			47


			5


			-


			-





			 Hot Water


			7


			5


			141


			1,553


			286


			-


			-





			 Space Heating


			61


			14


			-


			70


			5


			-


			-





			 Space Cooling


			-


			s


			-


			-


			-


			-


			10





			 Combined Space and Water Heating


			9


			2


			-


			100


			27


			-


			-





			 Process Heating


			-


			-


			-


			2


			-


			11


			594





			 Electricity Generation


			-


			-


			-


			-


			-


			15


			374





			U.S. Total


			8,959


			21


			141


			1,771


			324


			26


			978








Figure 31 Domestic Shipment of Solar Thermal Collectors in 2009 (in 1000s of ft2) 


Figure 31 also sheds light on market condition in terms of market sector and end use. The upper portion of the table shows that by market sector, residential uses account for 83% of the flat-plate collectors. By end use, approximately 87% of flat plate collectors are used for domestic water heating purposes. Low temperature collectors are typically used for swimming pools and approximately 5 times as much area is sold.  High temperature collectors are typically used for making steam for electricity production or industrial uses and the market share is approximately half that of medium temperature collectors.


Aligned with the trend of renewed interest in solar water heating applications, the federal government enacted a capped Federal investment tax credit of 30% in 2005, and extending this to an uncapped version in 2008 and lasting until 2016 to encourage the use of solar water heating in residential buildings
. 


California



There are a number of resources the team examined to study the solar water heating market for multifamily buildings in California. The 2009 Residential Appliance Saturation Study (RASS) conducted by KEMA indicates that current market penetration of solar water heating in multifamily buildings is just below 1% (Figure 32). 



			Building Population


			Year


			Building Population


			Solar Water Heating


			Solar Space Heating


			Total Solar





			Apt Condo 2-4 Units


			2009


			872,492


			7,939


			30,223


			38,162





			


			


			


			0.9%


			3.5%


			4.37%





			Apt Condo 5+ Units


			2009


			2,007,514


			16,814


			21,537


			38,351





			


			


			


			0.8%


			1.1%


			1.91%








Figure 32. Solar Water Heating Penetration Rate in Apartments/Condos



In terms of program resources, there have been two major incentive programs in California to stimulate the wide adaptation of solar water heating systems in buildings. Namely, they are the Solar Water Heating Pilot Program and its successor, the California Solar Initiate- Solar Water Heating Program (CSI-Thermal), an  incentive program with dedicated funding specifically for single family,  multifamily and commercial buildings. 


Available program resources were invaluable to help paint a picture of the solar water heating market in California, as they offered various reports and databases of participating projects with information on market condition, penetration, costs  and barriers.


The Pilot Program was an 18-month incentive program implemented in the Sempra territory and administered by the California Center for Sustainable Energy. It started in July 2007 and California Public Utilities Commission intended to use the Pilot Program to inform the creation of the $250 million statewide CSI-Thermal in accordance with provisions established by Assembly Bill 1470.


Shortly after the Pilot Program and upon CPUC’s review and approval of the cost-effectiveness pilot program, CSI-Thermal program was created and started  in 2010. The program goal states that 64% of the incentive amount would be allocated for gas-displacing solar water heating systems, and 60% of the total incentive amount would be for multifamily/commercial projects. Much of the decision on this study’s simulation efforts presented in the rest of the results and analysis section was based on data from these two programs. For our CASE analysis we utilized data from the two incentive programs.  We consulted the program handbook and calculation tool for simulation efforts, we utilized the database for system cost info and stakeholder recruitment and engagement process. 


In addition to reviewing data available from the programs, we also developed a survey tool targeting solar equipment manufacturers, designers and installers to collector information on market condition. The online survey questions (Appendix 6.5) spanned across prevalent system configurations, design (sizing and economic analysis) tool selection, breakdown between single vs. multifamily, new vs. retrofit projects, design consideration for different climate zones and specific to multifamily sized projects and market barriers. 



Market Breakdown



The team aimed to determine prevalent solar system configurations in California to focus the simulation efforts. The  program data and our survey results provided consistent information on system type (Figure 33).


While only residents in Sempra Utilities service area were eligible to participate in the Pilot Program and there were only fifteen multifamily/commercial projects, the applicant system type breakdown chart below showed that water drainback was the dominant system types installed. In contrast, both responses to our survey tool and the CSI-Thermal database indicated that active glycol was the most popular, followed by water drainback, and there were few installations of forced circulation (water) systems. We suspect that differences between the two data sources stem from the fact that the Pilot Program covered only the southernmost part of the state with lesser degree of need for freeze protection. The few installations reported for forced circulation systems in the survey is reflective of the exclusion of forced circulation system type in the newly implemented CSI-Thermal program.


			Data Source


			Survey Participants
(Sample Population)


			System Type





			


			


			Water Drainback


			Active Glycol


			Forced Circulation 





			Online Survey 


			Solar equipment manufacturers, designers and installers (10)


			20%


			78%


			< 1%





			CCSE Pilot Program


			MF projects in Sempra service territory (20)


			11


			3


			6





			CSI-Thermal


			MF projects in the entire state (~40)


			~ 10%


			> 90%


			Not allowed








Figure 33. System Configuration Breakcdown


- Survey Results and Program Resources



Based on the data collected via reviewing program resources, results from our survey efforts and to continue the synergy between the CSI-Thermal program’s and our simulation work, the team narrowed our simulation and cost-effectiveness analysis down to these four system configurations:



1. Active Glycol with External Heat Exchanger


2. Active Glycol with Immersed Heat Exchanger



3. Water Drainback



4. Forced Circulation (Open Loop)



It should be noted that the last system configuration, forced circulation, is not allowed in the CSI-Thermal program due to possible freezing issues, pending conclusion drawn from further technical assessment. The decision of including this system type in our study was based on its possibly sizable market share in the southern, warmer part of the state and the consideration of its possible inclusion in incentive programs in the future.



Market Barriers



The most informative resource in terms of identifying major market barriers to solar water heating technology in California is the interim evaluation report to the Pilot Program, authored by Itron. The major market barriers included large upfront installation cost, general lack of both public knowledge and experience in solar water heating installers. 



These findings were confirmed by our survey results as well. When asked to rank a number of possible market barriers, the overall economics (high first cost, long payback) of solar water heating was overwhelmingly identified as the number one barrier, followed by lack of knowledge in technology in general public. 



			


			Market Barrier Ranking Options





			 


			Lack of knowledge on technology in general public


			Equipment availability


			Lack of trained installers


			Overall economics (long payback period, low life-cycle cost savings, etc.)





			Average
Ranking


			1.89


			4.00


			2.56


			1.56








Figure 34. Online Survey Results: Market Barriers Ranking



Out of the nine responses received, four of them also identified the lack of space in the mechanical room for solar equipment as a common issue encountered with multifamily sized solar water heating projects. The competition on roof space with photovoltaic was mentioned by one respondent.


3.2.4 Existing Solar Ready Regulations and Voluntary Codes



Recognizing that solar water heating has been adopted more widely in some parts of the world, the team started researching for relevant solar ready measures by reviewing literatures from organizations such as the Intelligent Energy, Europe and Solar Thermal Ordinances website by  Solar Thermal Industry Federation (ESTIF) and Natural Resources Canada (NR Canada). Each of these organization had documents with recommendations on how to approach and construct the solar thermal ready ordinances and examples. A few common ideas mentioned included linking solar installation requirement to solar savings fraction (% heating budget). However, lining solar installation requirement to minimum collector area was not recommended in generally because it may adversely encourage lower performance collectors.


The team also examined the rating criteria of GreenPoint Rated for Multifamily buildings and LEED 2009 for new and retrofit. Out of the 100 points possible for the GreenPoint Rated scale, 4 possible points are allocated for installation of solar hot water system to preheat domestic hot water to satisfy at least 40% of the water heating load. There was also once a point given for pre-plumbing for solar water heating. Proposed update to ASHRAE 189.1 Renewable sections were reviewed as well. However, while considering requirement on renewable electric generation in terms of generation density (kWh/m2) and total roof area (m2), the version of ASHRAE 189.1 proposal last reviewed did not include any provision on solar water heating. LEED 2009 criteria yielded a similar story. The 7 points available (out of 100 total) in the renewable energy section were all given for installation of renewable electricity generation depending on the percentage of load satisfied by the installed PV system. 



On a domestic level, NREL developed a Solar Ready Planning Guide to provide guidance, including a check list (ref appendix) on items to pay special attention to when designing solar ready requirements. On the safety side, the team, along with the other photovoltaic-related topic authors reviewed the Roof Fire Access document by California Department of Forestry and Fire Protection, Office of the State Fire Marshal. (ref appendix) The team considered local ordinances from cities such as Portland, San Rafael and Chula Vista. While these local ordinances were useful in identifying the type of measures and language structure of making building solar water heating ready, almost all the specifications of these requirement were specific to single family buildings. 



Industry stakeholders were asked to provide ideas on solar ready measures and possible sizing rules and guidance through direct phone interviews and the codes and standards enhancement stakeholder meeting process. Combining the results of the literature review and feedbacks received from industry stakeholders, here is a summary list of possible solar ready measures, roughly in the order of importance noted:



· Roof space reservation



· Room in/around boiler room for solar storage tank



· Pre-plumbing of water piping



· Pre conduit for electrical connections for controller and pumps



· Roof truss load 



The team, along with the rest of the solar topic CASE authors, investigated the feasibility of each of the measures, and the development of each of the measure is discussed below to support the decision of inclusion/exclusion into the suite of solar water heating measures proposed.



Adequate Roof Space for Collectors



Adequate roof space for both solar thermal collectors and photovoltaic panels  is one of the first things system designers advocate for when considering making a building ready, there was little hesitation on including this measure. The main task in crafting this measure is in regards to specifying and quantifying the requirement. The requirement could be defined in a number of ways



· Specifying the collector sizing ratio according to the daily hot water demand, in ft2 area per gal/day demand, calculated from a targeted solar savings ratio, OR



· Specifying the percentage of total roof area, again calculated from a targeted solar savings ratio



Specifying the collector area percentage directly may be desirable because it is more easily verified by building officials during inspection. However, this approach does not account for the variation of collector area need with number of stories and thus building footprint and roof area available. The team decided to pursue the route of defining solar water heating ready by specifying the percentage of total roof area needed to be reserved. The team would also largely adopt requirements regarding shading and orientation from the existing CSI-Thermal program guidelines/calculation rules, as much resources and thoughts were invested and there is great synergy between our efforts.



Adequate Space for Solar Water Heating Equipment



The concern regarding adequate space for future installation of solar water heating system is mainly on the room for the solar tank, as it is the equipment with the largest footprint within the system. Many of the solar water heating system designers pointed this out during our interviews as a major difficulty. While it is not essential to have the solar tank located within the boiler room, it is greatly helpful to plan out and reserve the space for the solar tank within or near the boiler room where the auxiliary heater or system is located. If located outside of the boiler room, it was suggested that a requirement for an external concrete pad to be installed. The team estimated the cost associated with housing the solar tank inside the boiler room in the Energy Savings section because this is likely to be the more cost option.



Pre-Plumbing and Pre-Conduit for SWH System



As mentioned earlier, almost all of the literature sources reviewed included specific (though different) requirements on how to pre-plumb and install pre-conduit or chase to facilitate future electric needs associated with solar water heating systems. However, major challenges exist on the development of general, easily followed and verified yet still useful requirements for this purpose. after surveying the various techniques and existing requirements and communication with industry stakeholders, the team decided to pursue this idea by requiring the pre-plumbing and pre-conduit routes to be specified and market on the plans instead of requiring actual installation. This decision is mainly based on feedback from stakeholders concerns over incompatible pre-pluming and conduit being installed, since future technology development is difficult to predict. In addition, mapping out the plumbing and conduit route accomplishes the goal of avoiding inefficient or difficult plumbing and conduit paths in the future without risking the danger of installing infrastructure which may be technology specific.



Sufficient Roof Truss Load



Various literature sources cited roof truss load requirement of additional capacity of approximately 5 lb/ft2 (to mainly account for load from a solar tank) and occasionally requirement for wind load analysis. The team determined that most multifamily buildings in compliance of the building structural code already have sufficient roof truss capacity to withstand resulting loads from solar water heating equipment. In addition, a more appropriate place for design guidelines such as this one would be the Title 24 residential manual instead of the code language itself. 


3.2.5 Energy Savings



This section presents simulation results, in terms of annual gas and electric savings, time dependent valued (TDV) kBtu savings and their corresponding present value energy cost savings. 


Performance Base Simulation



The purpose of this part of the simulation results was to differentiate between the performance of various SHW system configurations, and the California climate zones while keeping all SHW system sizing parameters constant. Trends observed from these performance base results was applied to simulation results obtained in the permutation runs described in Sections “Permutation Simulation Phase I - Design Component Sizing” and “Permutation Simulation Phase II - Collector Area Sizing Optimization.” 



Comparison of a Single System Type across Climate Zones



Figure 35 presents energy savings results for the low-rise prototype with a water drainback solar water heating system using design inputs presented in Figure 13. Results for all system configurations  for both low-rise and high-rise prototypes are presented in appendix  6.7. 


			Climate Zone


			City


			Electricity Use


			Natural Gas Savings


			TDV Electricity Savings


			TDV Gas Savings


			PV of Energy Cost Savings


			Solar Savings Fraction





			 


			 


			(kwh/yr)


			(Therms
/yr)


			(TDV kBTU)


			(TDV kBTU)


			(PV$)


			(%)





			1. Arcata


			5,474


			3,300


			(114,299)


			511,900


			68,860


			62%





			2. Santa Rosa


			5,567


			3,844


			(114,115)


			597,224


			83,669


			76%





			3. Oakland


			5,564


			3,857


			(114,389)


			600,601


			84,206


			76%





			4. San Jose Reid


			5,575


			3,918


			(113,844)


			612,780


			86,410


			79%





			5. Santa Maria


			5,635


			4,220


			(115,582)


			668,214


			95,709


			84%





			6. Torrance


			5,599


			4,048


			(114,666)


			642,471


			91,410


			84%





			7. San Diego


			5,602


			4,087


			(114,364)


			651,980


			93,109


			86%





			8. Fullerton


			5,584


			3,971


			(113,863)


			629,745


			89,345


			84%





			9. Burbank-Glendale


			5,571


			3,922


			(113,209)


			622,344


			88,176


			84%





			10. Riverside


			5,580


			3,955


			(113,364)


			628,724


			89,254


			85%





			11. Red Bluff


			5,531


			3,687


			(112,458)


			574,770


			80,067


			76%





			12. Sacramento


			5,521


			3,672


			(112,416)


			567,993


			78,901


			75%





			13. Fresno


			5,498


			3,464


			(111,503)


			536,705


			73,640


			75%





			14. Palmdale


			5,614


			4,214


			(113,631)


			671,054


			96,539


			88%





			15. Palm Springs


			5,533


			3,688


			(111,838)


			590,794


			82,949


			92%





			16. Blue Canyon


			5,574


			4,069


			(113,581)


			636,802


			90,616


			74%








Figure 35. Energy Savings and Solar Fractions of Base Performance Runs 
- Low-Rise Multifamily Prototype, Water Drainback System



A few observations can be made when examining these energy savings and solar savings fraction results. First, when  we convert the electricity use from the solar pumps from kWh to therms for comparison purpose, the electricity use negates roughly 5% of the natural gas savings across the climate zones. However, after converting the raw energy savings to TDV kBtu saving, the TDV electricity savings (negative denotes increase in usage)  becomes nearly 20% of the TDV gas savings since electricity usage during the day when solar water heating systems would be active is largely penalized when evaluated on the TDV basis. The present value of energy cost savings column (second to last) is simply the sum of the TDV electricity and gas savings figures multiplied by a $/TDV kBtu scalar number.



In terms of solar savings fractions, climate zones 7,10,14 and 15 exhibited the highest values while climate zone 1 yielded a substantially lower savings fraction. This trend in CZ 10, 14, 15 and CZ 1 appeared logical, as the first three climate zones have very high solar insolation levels , and CZ 1 has a relatively low solar insolation level. However, it may be surprising to some that other zones with high insolation level as well, such as CZ 12 and 13 (Fresno and Sacramento), did not display higher solar fraction savings. This may be explained by examining the Title 24 monthly cold water inlet temperatures for these climate zones (Figure 36).



The cold water inlet temperature values are colored to visually highlight the temperature variations between months within each climate zone. As evident in the table, CZ 11 and 12  both exhibit large temperature variations between the winter and summer months. Physically, this implies that with the same amount of collector areas, during the summer months when the most solar insolation level is available, the end use water heating energy budget (which is proportional to the temperature difference between the fixed hot water supply temperature of 135°F and the cold water inlet temperature) is also the lowest. The opposite is also true, during the winter months, the low insolation level and the high end use water heating energy demand also coincide. This mismatch between the solar resources availability and the end use water heating energy demand is the reason behind the relatively low solar savings fraction for climate zones with large cold water temperature variations between months.  
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1 Arcada 52.2 51.5 51.4 51.8 53.1 54.5 55.6 56.4 56.4 55.8 54.7 53.4
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12 Sacramento 54.6 52.5 52.3 53.3 57.3 61.3 64.8 67 67.2 65.4 62 58.1
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Figure 36. Cold Water Inlet Tempratures by Climate Zone


Comparison across System Configurations in a Single Climate Zone



Compiling and plotting the solar savings fractions for each prototype building and all climate zones (Low-rise results are shown in Figure 37; high-rise results in Appendix 6.7.1), it is clear that for the input parameters defined, water drainback configuration produces the highest solar savings fractions, followed by forced circulation and active glycol (with both external and immersed HX) configurations in general. Simulation results for a system with evacuated tube type collectors are also plotted below for comparison. With the same sizing criteria, evacuated tube system exhibits performance similar to that of a water drainback system and forced circulation system.


[image: image27.emf]40%



50%



60%



70%



80%



90%



100%



Annual Solar Fration



California Climate Zones



Active Glycol (External HX) Active Glycol (immersed HX) Water Drainback



Forced Circulation Evac Tube (external HX)






Figure 37. Solar Savings Fractions for Various Configurations 



- Low-rise Multifamily Prototype, All Climate Zones



Figure 38 displays the performance differences between the system configurations in terms of percentage difference from solar savings fraction of the active glycol (external HX) configuration. For the system sizing and prototype building defined, water drainback systems had solar fractions almost 4% higher than their active glycol (external HX) counterparts. As this CASE study aims to investigate the feasibility of solar water heating technology for use in multifamily buildings and establish a bottom line in terms of minimum solar savings fractions, we decided to use  the active glycol (external HX) as the default baseline system, while keeping in mind that systems with higher performance in terms of solar savings fractions are certainly achievable. Note that although the modeled active glycol (immersed HX) exhibits slightly lower performance than the chosen default baseline, active glycol (external HX), it is much less common for multifamily-sized systems because immersed type heat exchange built in the storage heaters become less practical for solar water heating systems of large sizes.


			Climate Zone


			City


			Active Glycol (immersed HX)


			Water Drainback


			Forced Circulation





			


			


			


			


			





			1. Arcata


			-2.7%


			6.1%


			4.6%





			2. Santa Rosa


			-0.1%


			3.8%


			2.1%





			3. Oakland


			-0.5%


			4.0%


			2.8%





			4. San Jose Reid


			-0.1%


			3.7%


			1.6%





			5. Santa Maria


			-0.4%


			3.8%


			2.4%





			6. Torrance


			-0.6%


			4.0%


			2.9%





			7. San Diego


			-0.2%


			3.9%


			2.9%





			8. Fullerton


			0.0%


			3.8%


			2.8%





			9. Burbank-Glendale


			0.1%


			3.6%


			2.8%





			10. Riverside


			-0.1%


			3.5%


			2.5%





			11. Red Bluff


			0.0%


			3.7%


			2.2%





			12. Sacramento 


			0.2%


			3.4%


			2.2%





			13. Fresno


			0.1%


			3.5%


			2.2%





			14. Palmdale


			-0.1%


			3.4%


			0.7%





			15. Palm Springs


			-0.2%


			2.6%


			2.0%





			16. Blue Canyon


			-0.3%


			4.3%


			-0.9%





			Average


			-0.3%


			3.8%


			2.2%








Figure 38. Percentage Differences in Solar Savings Fractions 


Relative to Active Glycol System (external HX)


- Low-rise Prototypes, All Climate Zones



Permutation Simulation Phase I



This phase of the simulation effort focuses on investigating the performance differences with varying combination of design parameter sizing. Again, the three sizing parameters identified by the team are collector sizing, solar tank sizing and the auxiliary tank water heating sizing. We will also provide an overview on the effect that collector tilt and orientation have on solar water heating system performance. The following equation is used for calculation of daily hot water consumption for each dwelling unit:
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Where



GPD = average daily hot water consumption, gallons



CFA = conditioned floor area of the dwelling unit, sqft



Solar Water Tank and Auxiliary Tank Sizing



The results from the permutation runs defined by input set Figure 14 are displayed below. We performed permutation runs with four collector sizing, three solar tank sizing and three auxiliary tank gas heater sizing – for a total of thirty-six runs. 



All runs for this and the next permutation phases of the analysis were conducted with one system configuration in the same climate zone and for one prototype building. Active glycol system configuration, Climate Zone 10 and low-rise prototype was chosen because active glycol was the configuration with the highest market penetration rate while the highest number of low-rise buildings are expected to be built in climate zone 10 in year 2013. Keeping all other variables but the design parameters constant is essential for discerning these performance differences.  



			


			Input


			Results





			 


			Collector Sizing


			Solar Tank Sizing


			Aux Tank Sizing


			Increased Electricity Consump-
tion


			Natural Gas Savings


			TDV Electricity Savings


			TDV Gas Savings


			PV of Energy Cost Savings


			Solar Savings Fraction





			Run Index


			sf per 
gal/day


			gal per
gal/day


			gal per
gal/day


			(kwh/yr)


			(Therms/yr)


			(TDV kBTU)


			(TDV kBTU)


			(PV$)


			(%)





			#1


			0.05


			1


			0.5


			171


			141


			(4,167)


			20,354


			$  2,804


			3.04%





			#2


			0.05


			1


			1


			174


			144


			(4,260)


			20,776


			$  2,860


			3.10%





			#3


			0.05


			1


			1.5


			175


			143


			(4,292)


			20,494


			$  2,806


			3.07%





			#4


			0.05


			1.5


			0.5


			170


			144


			(4,138)


			20,814


			$  2,888


			3.10%





			#5


			0.05


			1.5


			1


			173


			146


			(4,216)


			21,077


			$  2,920


			3.14%





			#6


			0.05


			1.5


			1.5


			174


			144


			(4,249)


			20,765


			$  2,860


			3.10%





			#7


			0.05


			2


			0.5


			171


			147


			(4,138)


			21,286


			$  2,970


			3.16%





			#8


			0.05


			2


			1


			173


			148


			(4,205)


			21,411


			$  2,980


			3.19%





			#9


			0.05


			2


			1.5


			174


			146


			(4,237)


			21,058


			$  2,913


			3.14%





			#10


			0.1


			1


			0.5


			330


			496


			(7,966)


			75,646


			$11,721


			10.67%





			#11


			0.1


			1


			1


			332


			500


			(8,041)


			76,105


			$11,788


			10.74%





			#12


			0.1


			1


			1.5


			333


			496


			(8,066)


			75,464


			$11,673


			10.66%





			#13


			0.1


			1.5


			0.5


			331


			509


			(7,972)


			77,713


			$12,078


			10.95%





			#14


			0.1


			1.5


			1


			333


			511


			(8,030)


			77,850


			$12,092


			10.98%





			#15


			0.1


			1.5


			1.5


			333


			506


			(8,050)


			77,097


			$11,958


			10.88%





			#16


			0.1


			2


			0.5


			333


			521


			(8,012)


			79,563


			$12,392


			11.20%





			#17


			0.1


			2


			1


			334


			521


			(8,059)


			79,450


			$12,364


			11.19%





			#18


			0.1


			2


			1.5


			335


			516


			(8,078)


			78,677


			$12,227


			11.09%





			#19


			0.3


			1


			0.5


			936


			1,714


			(22,307)


			265,710


			$42,155


			36.84%





			#20


			0.3


			1


			1


			937


			1,692


			(22,314)


			262,090


			$41,526


			36.36%





			#21


			0.3


			1


			1.5


			937


			1,677


			(22,327)


			259,614


			$41,095


			36.04%





			#22


			0.3


			1.5


			0.5


			948


			1,824


			(22,683)


			282,810


			$45,051


			39.20%





			#23


			0.3


			1.5


			1


			948


			1,799


			(22,685)


			278,829


			$44,361


			38.66%





			#24


			0.3


			1.5


			1.5


			948


			1,782


			(22,691)


			276,160


			$43,898


			38.31%





			#25


			0.3


			2


			0.5


			950


			1,868


			(22,840)


			290,018


			$46,272


			40.15%





			#26


			0.3


			2


			1


			950


			1,844


			(22,845)


			286,165


			$45,604


			39.63%





			#27


			0.3


			2


			1.5


			951


			1,828


			(22,860)


			283,589


			$45,155


			39.30%





			#28


			1


			1


			0.5


			2,109


			3,826


			(41,887)


			607,570


			$97,970


			82.25%





			#29


			1


			1


			1


			2,127


			3,820


			(42,313)


			606,116


			$97,644


			82.11%





			#30


			1


			1


			1.5


			2,139


			3,814


			(42,661)


			604,810


			$97,358


			81.99%





			#31


			1


			1.5


			0.5


			2,031


			3,932


			(47,350)


			624,007


			$99,870


			84.51%





			#32


			1


			1.5


			1


			2,035


			3,924


			(46,114)


			622,303


			$99,789


			84.35%





			#33


			1


			1.5


			1.5


			2,046


			3,915


			(46,278)


			620,393


			$99,430


			84.16%





			#34


			1


			2


			0.5


			2,035


			3,910


			(44,661)


			621,092


			$99,831


			84.05%





			#35


			1


			2


			1


			2,047


			3,892


			(45,180)


			617,810


			$99,173


			83.66%





			#36


			1


			2


			1.5


			2,059


			3,882


			(45,681)


			615,763


			$98,731


			83.45%








Figure 39. Energy Savings and Solar Savings Fractions with Varying Parameter Sizings 
- Active Glycol (external HX), CZ 10, Low-rise Prototype 



Figure 39 illustrates that by solar savings fractions, there is natural grouping at each of the collector sizing values, 0.05, 0.1, 0.3 and 1 ft2 per gal/day (think bordered). While solar tank and auxiliary tank sizing contribute to slight variations (within 2%) in the resulting solar savings fractions, collector sizing has by far the most impact on the performance of solar water heating systems. Within each  collector sizing ratio group , the highest solar savings fractions (pink highlighted) occurred with 



· Solar tank sizing of 1.5 gal per gal/day demand and 



· Auxiliary tank sizing of 0.5-1 gal per gal/day demand: 1for the lower collector sizing ratio range and  0.5 for the higher collector ratio. 



Plotting the runs with fixed solar tank and auxiliary tank ratios of 1 (yellow highlighted rows  in Figure 40), we observed in Figure 40 that the solar savings fractions are largely proportional to the collector sizing ratio. Furthermore, there appeared to be a tapering effect with increasing collector sizing ratio, implying diminishing returns in terms of solar savings fractions towards larger collector sizing ratio. Accounting for  installed system costs, the asymptotic curve suggests that a cost effective collector sizing ratio range may exist for each system configuration. These preliminary results prompted the team to carry out further permutation runs in the next simulation phase to explore the complete effects of collector sizing ratio on solar savings fractions and ultimately determine cost-effective solar water heating system configurations and sizing.  
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Figure 40. Solar Savings Fractions vs. Collector Sizing Ratio 



- Active Glycol (external HX), CZ10, Low-rise Prototype



Collector Tilt and Orientation Effects



Similar to solar tank and auxiliary tank sizing ratio, the tilt and orientation of collectors also have secondary effects on the performance of solar water heating systems. Since, all of the simulation runs conducted for this study had the default 4:12 (18.4°) tilt and 180° (due south) orientation, we utilized simulation results from another CASE proposal efforts, Solar Ready Homes and Solar Oriented Development, to demonstrate collector tilt and orientation effects. 



Figure 41 displays the solar orientation factors (in percentages of maximum solar water heating system energy output) variation with collector tilt range between 0:12 to 8:12 (33.7° from horizontal) and orientation of 90° (due East) to 180° (due West). Although these simulations results were obtained using single family homes assumptions, the relative effects on performance of solar water heating system remain applicable..


Not surprisingly, optimal orientation occurs at 180° (due South) with 10% performance degradation limits at 120° and 150°. Also, examining across each row in Figure 41,  performance differences on the order of magnitude of 12% are possible between a 3:12 (14.0° from horizontal) to 8:12 collector tilt. However, it is important to remember that optimal collector tilt for solar water heating systems will vary depending on the latitude of the climate zone; the higher the latitude, the higher the optimal collector tilt.


			Orientation


			Collector Tilt





			


			0:12


			3:12


			5:12


			8:12





			90 (E)


			70%


			71%


			72%


			72%





			120


			70%


			80%


			85%


			89%





			150


			70%


			85%


			91%


			95%





			165


			70%


			87%


			94%


			99%





			180 (S)


			70%


			87%


			85%


			100%





			195


			70%


			87%


			94%


			100%





			210


			70%


			86%


			82%


			98%





			240


			70%


			80%


			85%


			89%





			270 (W)


			70%


			71%


			72%


			72%








Figure 41. Solar Orientation Factors vs. Collector Tilt and Orientation
- CZ 1, Single Family House


Permutation Simulation Phase II



The last part of the permutation runs were conducted with the goal of determining cost-effective solar water heating collector sizing ratio range. Five representative climate zones were targeted to capture the range of weather conditions present across the state. CZ 3,12,7,10 represent respectively the northern coastal, northern inland, southern coastal and southern inland areas of the state geography. CZ 1(Arcata) was also included to represent a worst-case scenario in terms of solar radiation level. 



For each of the climate zones, solar water heating systems with collector sizing range between 0.1 and 0.8 (inputs in Figure 15) yielded the energy savings and solar savings fractions results plotted in Figure 42 and Figure 43 below. As expected, CZ 1 consistently has the lowest solar savings fractions of all five zones over the entire collector size range. The two northern zones, CZ 3 and 12, exhibit lower solar savings fractions than the two southern zones, CZ 7 and 10. Most interestingly, within each of the geographic groups (northern and southern), the inland climate zones, CZ 12 and 10, illustrate trends which are much curvier while the values at the lowest and highest collector sizing ratio remain roughly the same as their coastal counterparts. This “curvy” behavior is again a manifestation of the law of diminishing returns, and the effects are more pronounced in climate zones with higher solar insolation levels (Inland area, typically). The reverse can be observed, as the increase in solar savings fraction for CZ 1 (the most bottom curve) appears almost linear with increasing collector sizing ratio.



[image: image31.emf]0%



10%



20%



30%



40%



50%



60%



70%



80%



0.00 0.10 0.20 0.30 0.40 0.50 0.60 0.70 0.80 0.90 1.00



Solar Fraction



Collector Sizing Ratio (sqft collector/ gal/day)



1 Arcata



3 Oakland



7 SD Coastal



10 Riverside



12 Sacramento






Figure 42. Solar Savings Fractions over a Completel Range of Collector Sizing Ratio
- Various Climate Zones, Low-rise Prototype



			Building
Prototype


			Collector Sizing


			Electricity Savings


			Natural Gas Savings


			TDV Electricity Savings


			TDV Gas Savings


			Base Code:
PV of Energy Cost Savings


			Reach Code: 
PV of Energy Cost Savings





			


			sf per 
gal/day


			(kwh/yr)


			(Therms/yr)


			(TDV kBTU)


			(TDV kBTU)


			(PV$)


			(PV$)





			Low-rise


			0.1


			332


			500


			(8,041)


			76,105


			$11,788


			$15,790





			Low-rise


			0.2


			638


			1,137


			(15,303)


			175,242


			$27,699


			$37,059





			Low-rise


			0.3


			937


			1,692


			(22,314)


			262,090


			$41,526


			$55,550





			Low-rise


			0.4


			1,223


			2,222


			(29,077)


			345,192


			$54,747


			$73,231





			Low-rise


			0.5


			1,460


			2,676


			(33,437)


			417,279


			$66,477


			$88,898





			Low-rise


			0.6


			1,642


			3,005


			(35,936)


			470,551


			$75,270


			$100,633





			Low-rise


			0.7


			1,783


			3,270


			(37,602)


			514,518


			$82,596


			$110,404





			Low-rise


			0.8


			1,909


			3,488


			(39,312)


			550,812


			$88,586


			$118,398





			High-rise


			0.1


			596


			754


			(14,442)


			113,413


			$15,241


			$20,823





			High-rise


			0.2


			1,219


			2,073


			(29,233)


			318,698


			$44,575


			$60,732





			High-rise


			0.3


			1,828


			3,206


			(43,602)


			495,875


			$69,646


			$94,864





			High-rise


			0.4


			2,411


			4,305


			(57,327)


			668,160


			$94,062


			$128,102





			High-rise


			0.5


			2,901


			5,242


			(66,626)


			816,588


			$115,487


			$157,231





			High-rise


			0.6


			3,265


			5,948


			(71,605)


			931,161


			$132,363


			$180,146





			High-rise


			0.7


			3,564


			6,490


			(75,191)


			1,020,478


			$145,565


			$198,067





			High-rise


			0.8


			3,831


			6,931


			(79,079)


			1,093,796


			$156,256


			$212,594








Figure 43. Energy Savings vs. Collector Sizing Ratio w/ Base and Reach TDV
- CZ 10, Low-rise and High-rise Prototypes


the simulated solar savings fraction curve for CZ 10 (Riverside) for a low-rise prototype building is shown in Figure 44. The graph allows us to more closely examine the relationship between solar savings fraction as a function of collector sizing ratio in climate zones with higher solar insolation level. Judging from the curve, the most drastic slope change occurs between collector sizing ratio of 0.5 to 0.6. This suggests that from a purely performance point of view (that is, if installation and maintenance costs of a solar water heating system remain linear to the collector square footage), a solar water heating system in the specified climate zone and size should be designed with an optimal solar savings fraction of 0.5 and 0.6.
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Figure 44. Solar Savings Fraction vs. Collector Sizing Ratio
- High Solar Insolation case: CZ 10, Low-rise Prototype



3.2.6 Cost and Cost Savings



This section presents findings on cost figures needed to conduct life cycle cost analysis for the proposed measures. These include installed system costs for solar water heating systems, associated maintenance and replacement costs and costs associated with implementing solar ready measures.


Installed System Costs



The team tried three sources for gathering installed system cost numbers: RS Means, industry stakeholder input and incentive program data. RS Means Costworks 2010 provides installed system costs of solar water heating systems with detailed cost component break down, including material and labor costs associated with each of the system components. The RS Means estimates were only available for systems with up to four 3’x7’ collectors, well below what is needed for the multifamily building prototypes defined in this study. Therefore, this data source is deemed not suitable for multi-family solar water heating applications. For reference, a 4-collector system with black chrome collectors was estimated to cost around $12,000 to install based on the selection of system components included. 



The team conducted a number of phone interviews to solicit information on cost and cost structure breakdown from individual solar water heating system designers/installers. However, this method was proven not to be effective, since in addition to a general lack of willingness to disclose sales-related figures, interviewees also pointed out that it is difficult to provide generalized estimates when many variables could come into play. 



During the stakeholder meeting process, it was agreed upon that even though there exists a wide variety of solar water heating system possibilities, defining installed system cost as a function of collector area makes the most sense, as collector area dictates the energy harvesting potential of a system. Some stakeholders suggested that $150/ ft2 of collector area was a reasonable rule of thumb for estimating installed system costs. This relatively conservative figure (on the high end) includes overhead and profit on top of material and labor costs.  .  



The third channel of installed system cost numbers came from available applicant data from the Solar Water Heating Pilot Program (Pilot Program) and the newly implemented California Solar Initiative – Thermal (CSI-Thermal) program for multifamily and commercial projects (previously described in 3.2.3). The CSI-Thermal program provided the most comprehensive and latest solar water heating system costs based on actual multi-family/commercial projects.  Over 103 participating projects across these programs were plotted to generate the cost trend lines depicted in Figure 45. These projects include a wide range of multi-family buildings with different building sizes. The solar system costs largely correlate with collector area, but can have large variations. The $150/ ft2 of collector area, as suggested by some stakeholders, represents the up bound of the cost range. The average cost, as shown by the trend line in Figure 1, was used for the CASE study analysis.  The team decided to, with stakeholder consensus, break up the data sets into two brackets: projects with below and above 700 ft2 of collector area sizing. The main reason for such a division was to reflect the economy of scale effect in that some equipment and overhead cost are not sensitive to system costs. The break  point, 700 ft2, was determined by conducting trend line analysis and determining the division value yielded the highest R2 numbers. The slopes of the trend lines for systems with collector area below and above 700 ft2 are 112 and 107 respectively, demonstrating the effect of economy of scale at larger system sizes. 
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Figure 45. Installed System Costs vs. Collector Area


Maintenance Costs



The team interviewed a number of solar water heating system designers/installers for typical assumptions on maintenance schedule and labor hours needed. For costs associated with various maintenance tasks, RS Means cost book was utilized for labor cost estimates and interview results were used for the number of labor hours and relevant equipment/material costs needed. 



These interview results, vetted through our stakeholder meeting process, formed the basis for the component life expectancy assumptions shown in Figure 46 that were used for generating cost figures associated with maintenance in our cost effectiveness study. During one of the IOU stakeholder meetings (presentation and notes are available on http://www.h-m-g.com/T24/Solar/solar.htm), a representative from California Solar Energy  Industries Society (CalSEIA)  expressed the opinion that these life expectancy assumptions seem to be on the conservative side from industry standpoint.



			Component


			Life Expectancy (yr)


			Replacement Schedule during 30 yr





			Collector


			20


			Once at yr 21st, include 50% of replacement cost





			Solar Tank


			15


			Once at yr 16th





			Motor and Pump


			10


			Twice at yr 11th, 21st





			Controller


			20


			Once at 21st





			Heat Transfer Fluid Check


			1


			21 times at all other yrs when fluid check & replacement is not performed





			Heat Transfer Fluid Check & Replacement


			3


			9 times at yr 4th,7th,10th, 13th, 16th, 19th, 22nd, 25th and 28th








 Figure 46. Component Life Expectancy


During each component replacement, a full replacement cost was included, not just maintenance cost (as in fixing existing equipment). The team’s assumption on cost figures was conservative (on the high end) as well. No likely future reductions in cost were factored into our analysis. In other words, we assumed the same costs will be paid in 10 or 20 years from now as someone is paying now for equipment replacement 



The issue of warranty versus measure life was raised during the CEC pre-rulemaking workshop. As suggested during the workshop, the team further investigated typical equipment warranties. However, warranties were not used for the measure life assumptions. Equipment warranty denotes the amount of time manufacturers are legally responsible for the operation of equipment sold, whereas measure life assumptions for lifecycle cost considerations represent realistic useful equipment life instead. The two concepts are different and should not be mixed.



To earn EnergyStar’s new residential solar water heating program label, solar water heating systems must be SRCC OC-300 certified, achieve minimum solar savings fraction of 0.5, and have the following warranties: 10 years on solar collector, 6 years on storage tank, 2 years on controls and 1 year for piping and parts. Solar designers/installers interviewed by the team said that the industry standard for solar collectors  is a 10 year warranty (consistent with CSI-Thermal program requirement), and 1-3 year warranties for the rest of the system components. 



The resulting present value maintenance costs for solar water heating for our defined low-rise and high-rise building prototypes with various collector sizing ratios are shown in Figure 47.


Figure 47Figure 47. PV of Maintenance Costs at Various Collector Sizing Ratios
- Low-rise and High-rise Prototypes


Cost and Cost Savings Associated with Solar Water Heating Ready Measures


As described in Section 3.2.4, the team narrowed the proposed solar water heating ready requirements down to three components: adequate roof space, adequate space for solar related equipment (tank especially) and specifying plumbing and conduit routes.


Figure 48 below shows the estimated additional cost and potential cost savings of making MF buildings solar water heating ready. As displayed, the only measure that was assumed to incur additional cost is requiring adequate space for solar related equipment. For estimating the additional cost of housing a solar tank inside the boiler room, collector sizing ratio and solar tank sizing ratio of 0.4 ft2 per gal/day demand (corresponding to solar savings fraction of ~ 50%)  and 1 gal per gal/day demand were assumed respectively. Also, the team obtained the cost per sqft of building area using RS Means online database calculation tool. The footprint of a vertical solar tank was calculated, and the corresponding cost of reserving that area for the tank, leaving a 2ft clearance on one side of the tank, was calculated.



The team’s attempt to estimate the potential cost savings from industry stakeholder online surveys and phone interviews was unsuccessful, as these were  just as difficult to obtain as the installed cost system numbers were. Ultimately, it was agreed upon during stakeholder discussions collectively that cost savings on the order of 10-15% total installed system costs was entirely possible with the combination of these ready measures considered.


			Additional Costs


			





			Adequate roof space for collectors


			Soft design cost





			Specified plumbing and conduit routes on plans


			Soft design cost





			Adequate space/access for solar related equipment (solar tank in particular)


			


			Low-Rise


			High-Rise





			daily hot water demand


			gal/day


			1,347


			2,896





			cost of construction per foot print


			$/ft2


			$ 145


			$  173





			volume of solar tank


			gal


			539


			1159





			


			ft3


			72


			155





			radius of vertical tank


			ft


			1.75


			2.5





			resulting height of tank


			ft


			7.49


			7.89





			required sq ft foot print


			ft2


			19


			35





			Total Additional Cost


			$/bldg


			$ 2,782


			$6,047





			Potential Cost Savings (first year of adoption)


			


			


			





			total installed cost


			$/bldg


			$57,656


			$121,830





			10% of installed system cost


			$/bldg


			$ 5,766


			$  12,183





			15% of installed system cost


			$/bldg


			$ 8,648


			$  18,275








Figure 48. Solar Water Heating Ready Cost and Cost Savings per Building
- Low-rise and High-rise


3.3 Cost-Effectiveness Analysis



This section presents cost-effectiveness results associated with the following three levels of proposed requirements:


1. Demand Control alone


2. Demand Control + Optimal Design


3. Demand Control + Optimal Design + Solar Water Heating



To translate the LCC results to code requirement, the resulting highest cost-effective solar savings fractions are also presented. 


3.3.1 LCC Results of Demand Control and Optimal Design Implementation (Level 1 and 2)


Results of energy savings and cost analysis were combined to produce LCC as defined in section 2.1.4. and they are displayed here in Figure 49. For both building prototypes, demand control along was cost effective (thus the red negative quantities under LCC column). Combining demand control and optimal design, it became even more cost effective as there was not only an increase in energy cost savings, the additional costs in comparison to current basecase for implementing optimal design was actually lower due to reduced material costs in piping.


			


			Building Proto-type


			Measure Life  (Years)


			Additional Costs– Current Measure Costs (Relative to Basecase)


			PV of Add'l Maintenance Costs (Savings)


			PV of Energy Cost  Savings


			LCC Per Prototype Building





			


			


			


			($)


			(PV$)


			(PV$)


			($)





			Demand Control


			Low-Rise


			Res 30


			$1,960


			$0


			$29,083


			($27,123)





			Demand Control +
Optimal Design


			Low-Rise


			Res 30


			($199)


			$0


			$38,409


			($38,608)





			Demand Control


			High-Rise


			NonRes 30


			$1,960


			$0


			$39,765


			($37,805)





			Demand Control +
Optimal Design


			High-Rise


			NonRes 30


			($5,932)


			$0


			$58,785


			($64,717)








Figure 49. Average Level 1 and Level 2 LCC


3.3.2 LCC Results of the Combined Package (Level 3)


Since implementation of both demand control along (level 1) and demand control + optimal design (level 2) were shown to be highly cost-effective, we proceed to determine the cost effective size of solar water heating system when all three measures are combined (level 3).






			 


			 


			 


			 


			 


			BASE TDV


			REACH TDV


			 





			Collector Sizing


			Bldg Proto-
type


			Mea-
sure Life


			Additional Costs– Current Measure Costs (Relative to Basecase)


			PV of Additional Maintenance Costs (Savings) (Relative to Basecase)


			PV of Energy Cost  Savings – Per Proto Building


			LCC Per Prototype Building


			PV of Energy Cost  Savings – Per Proto Building


			LCC Per Prototype Building


			Solar Savings Fraction





			sf per 
gal/day


			


			(yr)


			($)


			(PV$)


			(PV$)


			($)


			(PV$)


			($)


			(%)





			0.1


			Low-Rise


			30


			$16,205


			$6,551


			$  11,788


			($26,939)


			$15,790


			($30,941)


			10.74%





			0.2


			Low-Rise


			30


			$32,017


			$9,756


			$  27,699


			($23,833)


			$37,059


			($33,192)


			24.43%





			0.3


			Low-Rise


			30


			$47,829


			$12,962


			$  41,526


			($18,642)


			$55,550


			($32,665)


			36.36%





			0.4


			Low-Rise


			30


			$63,641


			$16,167


			$  54,747


			($12,845)


			$73,231


			($31,329)


			47.76%





			0.5


			Low-Rise


			30


			$79,453


			$19,372


			$  66,477


			($5,557)


			$88,898


			($27,978)


			57.52%





			0.6


			Low-Rise


			30


			$95,265


			$22,578


			$  75,270


			$4,667


			$100,633


			($20,696)


			64.58%





			0.7


			Low-Rise


			30


			$111,077


			$25,783


			$  82,596


			$16,358


			$110,404


			($11,450)


			70.29%





			0.8


			Low-Rise


			30


			$126,889


			$28,989


			$  88,586


			$29,387


			$118,398


			($425)


			74.98%





			0.1


			High-Rise


			30


			$27,145


			$12,393


			$  15,241


			($39,123)


			$20,823


			($44,705)


			8.10%





			0.2


			High-Rise


			30


			$58,769


			$18,804


			$  44,575


			($30,422)


			$60,732


			($46,579)


			22.27%





			0.3


			High-Rise


			30


			$90,393


			$25,215


			$  69,646


			($17,457)


			$94,864


			($42,676)


			34.45%





			0.4


			High-Rise


			30


			$122,017


			$31,626


			$  94,062


			($3,839)


			$128,102


			($37,878)


			46.25%





			0.5


			High-Rise


			30


			$153,642


			$38,037


			$115,487


			$12,772


			$157,231


			($28,972)


			56.32%





			0.6


			High-Rise


			30


			$185,266


			$44,448


			$132,363


			$33,930


			$  180,146


			($13,852)


			63.91%





			0.7


			High-Rise


			30


			$216,890


			$50,859


			$145,565


			$58,764


			$  198,067


			$6,261


			69.73%





			0.8


			High-Rise


			30


			$248,514


			$57,270


			$156,256


			$86,108


			$  212,594


			$29,770


			74.47%








Figure 50
 follows the same format as the energy savings table presented previously and displays the LCC results of combining demand control, optimal design and solar water heating with collector sizing ratios 0.1-0.8 sqft per gal/day demand. It shows that when combined with demand control and optimal design, solar water heating systems with collector sizing up to 0.5 and 0.4 are cost effective for low-rise and high-rise prototypes respectively, in climate zone 10 (Riverside), using base code TDV multipliers and conversion factors. These collector sizing values corresponds to 58% and 46% solar savings fraction for the low-rise and high-rise prototype buildings. Figure 51 displays the same results while putting the LCC results of all three levels of proposed requirements side by side for comparison. 


			 


			 


			 


			 


			 


			BASE TDV


			REACH TDV


			 





			Collector Sizing


			Bldg Proto-
type


			Mea-
sure Life


			Additional Costs– Current Measure Costs (Relative to Basecase)


			PV of Additional Maintenance Costs (Savings) (Relative to Basecase)


			PV of Energy Cost  Savings – Per Proto Building


			LCC Per Prototype Building


			PV of Energy Cost  Savings – Per Proto Building


			LCC Per Prototype Building


			Solar Savings Fraction





			sf per 
gal/day


			


			(yr)


			($)


			(PV$)


			(PV$)


			($)


			(PV$)


			($)


			(%)





			0.1


			Low-Rise


			30


			$16,205


			$6,551


			$  11,788


			($26,939)


			$15,790


			($30,941)


			10.74%





			0.2


			Low-Rise


			30


			$32,017


			$9,756


			$  27,699


			($23,833)


			$37,059


			($33,192)


			24.43%





			0.3


			Low-Rise


			30


			$47,829


			$12,962


			$  41,526


			($18,642)


			$55,550


			($32,665)


			36.36%





			0.4


			Low-Rise


			30


			$63,641


			$16,167


			$  54,747


			($12,845)


			$73,231


			($31,329)


			47.76%





			0.5


			Low-Rise


			30


			$79,453


			$19,372


			$  66,477


			($5,557)


			$88,898


			($27,978)


			57.52%





			0.6


			Low-Rise


			30


			$95,265


			$22,578


			$  75,270


			$4,667


			$100,633


			($20,696)


			64.58%





			0.7


			Low-Rise


			30


			$111,077


			$25,783


			$  82,596


			$16,358


			$110,404


			($11,450)


			70.29%





			0.8


			Low-Rise


			30


			$126,889


			$28,989


			$  88,586


			$29,387


			$118,398


			($425)


			74.98%





			0.1


			High-Rise


			30


			$27,145


			$12,393


			$  15,241


			($39,123)


			$20,823


			($44,705)


			8.10%





			0.2


			High-Rise


			30


			$58,769


			$18,804


			$  44,575


			($30,422)


			$60,732


			($46,579)


			22.27%





			0.3


			High-Rise


			30


			$90,393


			$25,215


			$  69,646


			($17,457)


			$94,864


			($42,676)


			34.45%





			0.4


			High-Rise


			30


			$122,017


			$31,626


			$  94,062


			($3,839)


			$128,102


			($37,878)


			46.25%





			0.5


			High-Rise


			30


			$153,642


			$38,037


			$115,487


			$12,772


			$157,231


			($28,972)


			56.32%





			0.6


			High-Rise


			30


			$185,266


			$44,448


			$132,363


			$33,930


			$  180,146


			($13,852)


			63.91%





			0.7


			High-Rise


			30


			$216,890


			$50,859


			$145,565


			$58,764


			$  198,067


			$6,261


			69.73%





			0.8


			High-Rise


			30


			$248,514


			$57,270


			$156,256


			$86,108


			$  212,594


			$29,770


			74.47%








Figure 50. Level 3 Improvement LCC - CZ 10


When evaluated using the Reach code criteria, solar water heating systems with collector sizing up to 0.8 and 0.6 are cost effective for low-rise and high-rise prototypes for CZ 10. It is important to point out that although this exercise helped us determine the cost-effective collector sizing/solar savings fraction for a given building type and climate zone, the most cost effective solar savings fraction occurred at a lower collector sizing/solar savings fraction value. For example, a solar water heating system is the most cost effective at collector sizing of 0.1 for both low- and high-rise with basecode criteria, and the most cost effective at collector sizing of 0.2 with reach code criteria. 


As the additional costs of solar water heating system was assumed to be the same across the climate zones, and the present value (PV) of energy cost savings were different for each climate zone (weather dependent), a table such as 


			 


			 


			 


			 


			 


			BASE TDV


			REACH TDV


			 





			Collector Sizing


			Bldg Proto-
type


			Mea-
sure Life


			Additional Costs– Current Measure Costs (Relative to Basecase)


			PV of Additional Maintenance Costs (Savings) (Relative to Basecase)


			PV of Energy Cost  Savings – Per Proto Building


			LCC Per Prototype Building


			PV of Energy Cost  Savings – Per Proto Building


			LCC Per Prototype Building


			Solar Savings Fraction





			sf per 
gal/day


			


			(yr)


			($)


			(PV$)


			(PV$)


			($)


			(PV$)


			($)


			(%)





			0.1


			Low-Rise


			30


			$16,205


			$6,551


			$  11,788


			($26,939)


			$15,790


			($30,941)


			10.74%





			0.2


			Low-Rise


			30


			$32,017


			$9,756


			$  27,699


			($23,833)


			$37,059


			($33,192)


			24.43%





			0.3


			Low-Rise


			30


			$47,829


			$12,962


			$  41,526


			($18,642)


			$55,550


			($32,665)


			36.36%





			0.4


			Low-Rise


			30


			$63,641


			$16,167


			$  54,747


			($12,845)


			$73,231


			($31,329)


			47.76%





			0.5


			Low-Rise


			30


			$79,453


			$19,372


			$  66,477


			($5,557)


			$88,898


			($27,978)


			57.52%





			0.6


			Low-Rise


			30


			$95,265


			$22,578


			$  75,270


			$4,667


			$100,633


			($20,696)


			64.58%





			0.7


			Low-Rise


			30


			$111,077


			$25,783


			$  82,596


			$16,358


			$110,404


			($11,450)


			70.29%





			0.8


			Low-Rise


			30


			$126,889


			$28,989


			$  88,586


			$29,387


			$118,398


			($425)


			74.98%





			0.1


			High-Rise


			30


			$27,145


			$12,393


			$  15,241


			($39,123)


			$20,823


			($44,705)


			8.10%





			0.2


			High-Rise


			30


			$58,769


			$18,804


			$  44,575


			($30,422)


			$60,732


			($46,579)


			22.27%





			0.3


			High-Rise


			30


			$90,393


			$25,215


			$  69,646


			($17,457)


			$94,864


			($42,676)


			34.45%





			0.4


			High-Rise


			30


			$122,017


			$31,626


			$  94,062


			($3,839)


			$128,102


			($37,878)


			46.25%





			0.5


			High-Rise


			30


			$153,642


			$38,037


			$115,487


			$12,772


			$157,231


			($28,972)


			56.32%





			0.6


			High-Rise


			30


			$185,266


			$44,448


			$132,363


			$33,930


			$  180,146


			($13,852)


			63.91%





			0.7


			High-Rise


			30


			$216,890


			$50,859


			$145,565


			$58,764


			$  198,067


			$6,261


			69.73%





			0.8


			High-Rise


			30


			$248,514


			$57,270


			$156,256


			$86,108


			$  212,594


			$29,770


			74.47%








Figure 50
 could be generated for each of the 16 climate zones. Because this table is for climate zone 10 (Riverside), the cost-effective collector sizings and solar savings fractions are on the higher end of the spectrum in comparison to results from other climate zones. Also, the team is aware that this cost effective calculation showed the highest system sizing for having a net negative LCC, it had not taken into consideration of physical feasibility (overheating from oversizing, for example) of such collector sizing/solar savings fractions.


			 


			Building Proto-type


			Measure Life  (Years)


			Additional Costs– Current Measure Costs (Relative to Basecase)


			PV of Add'l Maintenance Costs (Savings) 


			PV of Energy Cost  Savings


			LCC Per Prototype Building


			





			 


			 


			 


			($)


			(PV$)


			(PV$)


			($)


			





			Demand Control


			Low-Rise


			Res 30


			$2,000 


			$0 


			$5,245 


			($26,562)


			





			Demand Control +
Optimal Design


			Low-Rise


			Res 30


			($159)


			$0 


			$37,707 


			($37,866)


			





			Demand Control +
Optimal Design +
Solar Water Heating


			Low-Rise


			Res 30


			$79,453


			$19,372


			$66,477


			($5,557)


			Solar Fraction: 57.52%





			Demand Control


			High-Rise


			NonRes 30


			$2,000 


			$0 


			$3,871 


			($36,948)


			





			Demand Control +
Optimal Design


			High-Rise


			NonRes 30


			($5,892)


			$0 


			$57,487 


			($63,380)


			





			Demand Control +
Optimal Design +
Solar Water Heating


			High-Rise


			NonRes 30


			$122,017


			$31,626


			$94,062


			($3,839)


			Solar Fraction: 46.25%








Figure 51. LCC of All Three Proposed Requirement Levels - CZ 10


3.3.3 Cost Effective Solar Savings Fractions 


Carrying out the same LCC analysis as presented in the previous section, converting the collector sizing to solar savings fraction and interpolating between results, we calculated the highest cost-effective values for the rest of the climate zones displayed in Figure 52.


			 


			BASE: 
Demand Control + 
Optimal design +  
Cost Effective Solar Fraction 


			REACH: 
Demand Control + 
Optimal design +  
Cost Effective Solar Fraction 





			Climate Zone


			Low-Rise


			High-Rise


			Low-Rise


			High-Rise





			1. Arcata


			42%


			31%


			57%


			41%





			2. Santa Rosa


			53%


			41%


			65%


			58%





			3. Oakland


			56%


			41%


			72%


			62%





			4. San Jose Reid


			56%


			44%


			69%


			62%





			5. Santa Maria


			60%


			50%


			69%


			66%





			6. Torrance


			61%


			49%


			74%


			68%





			7. San Diego


			60%


			47%


			75%


			69%





			8. Fullerton


			61%


			48%


			74%


			67%





			9. Burbank-Glendale


			60%


			47%


			74%


			67%





			10. Riverside


			61%


			49%


			75%


			68%





			11. Red Bluff


			51%


			39%


			64%


			56%





			12. Sacramento 


			57%


			42%


			70%


			62%





			13. Fresno


			46%


			34%


			59%


			51%





			14. Palmdale


			67%


			56%


			78%


			74%





			15. Palm Springs


			62%


			46%


			78%


			70%





			16. Blue Canyon


			55%


			45%


			65%


			60%








Figure 52. Highest Cost Effective Solar Savings Fractions


The figures displayed here are the highest solar savings fractions proven cost effective in combination with the demand control recirculation strategy and optimal design of distribution layout. Our calculation so far had only taken into consideration the energy savings potential and associated costs (additional system cost and maintenance cost).  In order to determine the minimum solar fraction requirements, the following three factors are further evaluated. 



· Alternative compliance options


· Availability of roof space



· Avoidance of solar water heating system overheat



Alternative Compliance Options


Even though the solar water heating market is gaining momentum to satisfy the growing market demand, it is possible that builders want to use alternative ways to achieve energy savings without installing solar water heating systems. As the CASE study intends to propose prescriptive requirements on solar water heating, the minimum solar fraction requirements were determined to make sure the TDV energy savings from the solar water heating requirements can be achieved by other cost-effective means, if builders decided to demonstrate compliance via the performance route. 



While there are many different alternative compliance approaches, the CASE study analyzed the alternative option of using high efficiency water heater and HVAC components, including:



· Using condensing water heaters with thermal efficiency of 96%, as compared to a standard design water heater with thermal efficiency of 80%



· Using condensing gas furnaces with AFUE of 95%, as compared to a standard design gas furnace with AFUE of 80%



·  Using SEER 15 air conditioners, as compared to a standard design SEER 13 air conditioner 



Since buildings located in different climate zones have different heating and cooling loads, different combinations of the above three equipment were investigated for each climate zone to find the cost effective solutions with maximum energy savings. Energy savings were assessed based on building energy simulation studies. Cost of high efficiency equipment, as shown in Figure 53, were obtained from market data collected by other CASE studies. The energy savings and cost effectiveness analysis results are shown in Figure 54. The TDV energy savings from the identified alternative compliance method were compared to and expressed in terms of the building hot water heating TDV energy budget. The team used these results as the limits for requiring solar savings fractions to ensure that the alternative compliance options would always be able to replace the solar water heating requirements. The final recommended solar savings fraction for each climate zone is also provided in Figure 54.


			


			Incremental Cost Compared to Standard Design Equipment


			Number of Equipment





			Condensing Water Heater


			$3000


			Two per building





			Condensing Furnace


			$500


			One per dwelling unit





			SEER 15 Air Conditioner


			$1100


			One per dwelling unit








Figure 53. Costs for Alternative Compliance Equipment



			Climate Zone


			HE Water Heater


			HE Furnace


			HE AC


			TDV Energy Savings (kBtu/sqft)


			TDV Energy Savings – 


(% of Water Heating Budget)


			PV Energy Savings ($/sqft)


			Additional Cost ($/sqft)


			LCC ($/sqft)


			Proposed Solar Fraction


			TDV Energy Savings – Solar WH (kBtu/sqft)





			1


			Yes


			Yes


			


			7.5


			23.8%


			$1.29


			$0.73


			-$0.56


			20%


			6.3





			2


			Yes


			Yes


			


			8.3


			27.1%


			$1.43


			$0.73


			-$0.70


			25%


			7.6





			3


			Yes


			Yes


			


			6.5


			21.3%


			$1.13


			$0.73


			-$0.40


			20%


			6.1





			4


			Yes


			Yes


			


			7.1


			23.5%


			$1.23


			$0.73


			-$0.50


			20%


			6.0





			5


			Yes


			Yes


			


			6.7


			22.0%


			$1.16


			$0.73


			-$0.43


			20%


			6.1





			6


			Yes


			Yes


			


			5.4


			18.4%


			$0.94


			$0.73


			-$0.21


			15%


			4.4





			7


			Yes


			Yes


			


			5.3


			17.99%


			$0.92


			$0.73


			-$0.18


			15%


			4.4





			8


			Yes


			Yes


			


			5.5


			18.8%


			$0.96


			$0.73


			-$0.22


			15%


			4.4





			9


			Yes


			Yes


			


			5.5


			18.7%


			$0.95


			$0.73


			-$0.21


			15%


			4.4





			10


			Yes


			


			Yes


			9.7


			33.1%


			$1.67


			$1.42


			-$0.25


			30%


			8.7





			11


			Yes


			Yes


			Yes


			13.8


			46.3%


			$2.39


			$2.00


			-$0.39


			40%


			13.4





			12


			Yes


			Yes


			


			7.6


			25.1%


			$1.31


			$0.73


			-$0.58


			25%


			7.5





			13


			Yes


			Yes


			Yes


			13.7


			47.2%


			$2.38


			$2.00


			-$0.38


			35%


			13.1





			14


			Yes


			Yes


			Yes


			14.6


			49.1%


			$2.53


			$2.00


			-$0.53


			45%


			13.4





			15


			Yes


			Yes


			Yes


			18.0


			66.9%


			$3.12


			$2.00


			-$1.12


			45%


			13.5





			16


			Yes


			Yes


			Yes


			13.9


			43.2%


			$2.41


			$2.00


			-$0.41


			40%


			12.9








Figure 54. Alternative Compliance Method to Installing Solar Water Heating 



Roof Space for Solar Water Heating



There had been concerns regarding the amount of roof space needed to achieve a specified minimum solar savings fraction requirement, especially high density multifamily buildings with smaller footprint, therefore relatively small roof areas. Furthermore, roof space set aside for the installation of solar thermal collectors (and photovoltaic panels) would also compete with existing mechanical systems installed on the roof. To ensure our proposed minimum solar savings fractions were feasible in terms of roof space constraint, the team calculated the amount of roof space needed to satisfy the requirement and compare that to the total roof space, which is effectively the footprint of a multi-story building.



As shown in Figure 55, with a solar savings fraction level of 50% (the highest proposed level is 45% for  CZ 14 and 15), the corresponding collector sizing ratio is approximately 0.4 ft2 per gal/day hot water demand. The resulting collector area needed for the low-rise and high-rise building prototypes respectively accounts for 3% and 6% of the building footprints, which are roughly the amount of roof space theoretically available. Furthermore, with fixed daily hot water demand numbers, we calculated the collector area in percentage building footprint for buildings with different number of stories. With a 20-story multifamily building with the same daily hot water demand (the same number of units with the same CFA each), the collector area necessary to achieve a solar savings fraction of 50% would only account for 28% of the total available roof space (Figure 56). 



			Building Prototype


			


			low-rise


			high-rise





			Daily hot water demand


			gal/day


			1,347


			





			Building footprint


			ft2


			19,140


			19,140





			Number of stories


			


			2


			4





			Solar savings fraction


			


			50%


			50%





			corresponding collector sizing ratio


			ft2/ gal/day


			0.4


			0.4





			Resulting collector area


			ft2


			539


			1,159





			% of building footprint


			% total


			3%


			6%








Figure 55. Collector Area in % Total of Building Footprint Calculation (SSF = 50%)


			Number of Stories


			% of building footprint





			2


			3%





			3


			4%





			4


			6%





			5


			7%





			10


			14%





			20


			28%








Figure 56. Roof Area for Solar Collectors (SSF = 50%)


Overheating Issue due to Oversizing



Industry stakeholders reflected that while the issue of freeze protection has been widely explored (the development of various solar water heating system types is a reflection of this evolution), the issue of overheating is often not considered as seriously as it should be, especially for climate conditions with relatively high solar insolation level such as California. When a solar water heating system is designed with a relatively high annual solar savings fraction, the monthly solar fractions during the summer months are maxed out to 100%, and the unintended consequence of overheating occurs. To be conservative, stakeholders have suggested for the team to cap out the solar savings fraction requirement at 50%. This suggestion was followed as the highest solar fraction requirement the team is proposing (for CZ 15) is 45%.


3.3.4 Solar Water Heating Ready Measure Cost Effective Adoption Rates


Costs, potential cost savings and estimated minimum cost effective adoption rates  for solar water heating ready buildings are displayed in Figure 57. Although the construction start estimates for low and high-rise multifamily buildings in 2013 are included in this calculation, these numbers do not change the resulting adoption rates, as the adoption rates are mathematically the ratio between these two terms described in Section 2.2.4:
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Calculations show that in order for the solar water heating ready measure to be cost effective, at least half of the buildings would have to retrofit for solar water heating systems during the 30 years measure life length (from 2013-2043), assuming a 15% cost savings and a linear adoption curve. 


			Building Prototype


			Low-rise


			Hig hrise





			# new buildings in 2013


			272


			202





			Installation at new const


			1%


			1%





			Remaining bldg w/t installation at new const


			269


			200





			per bldg "ready" cost


			$2,782


			$6,047





			Ready Costs associated


			$749,562


			$ 1,208,671





			Minimum Cost Effective Adoption Rate


			


			





			with 10% cost savings


			73%


			75%





			with 15% cost savings


			49%


			50%








Figure 57. Cost Effective Adoption Rates for Ready Measure


We explored a few sources of future market penetration for solar water heating systems to determine the likelihood of such adoption rates. We reviewed the same literature and followed a similar logic as the Solar Ready Homes and Solar Oriented Development CASE topic (for single family homes), There are three major sources of future market penetration rates:


· California Statewide Residential Appliance Saturation Study (RASS) 2009



· California Statewide Residential Sector Energy Efficiency Potential Study


· CSI-Thermal program energy savings goals


· CPUC’s California Long Term Energy Efficiency Strategic Plan



The 2009 RASS database provided a current market penetration of ~ 1% (Figure 32), and the Energy Efficiency Potential Study established the upper bound of penetration rate (close to 100%). Unfortunately, it is challenging to extract the number of multifamily building solar water heating installations expected from the CSI-thermal program energy savings goals
, due to the difficulty in defining an average sized building and system and that the goal is a combined goal for single-family, multifamily and commercial buildings within the state.



The last identified source of future market penetration rate, California’s Long Term EE Strategic Plan, calls for 



· All new residential construction in California be zero net energy by 2020, 



· 25% of existing homes will achieve 70% decrease in purchased energy, relative to 2008 levels



· 75% of existing homes will achieve 30% decrease in purchased energy, relative to 2008 levels



To accomplish the goal of being zero net energy, it is reasonable to expect that t solar water heating systems will be installed  in all new constructions. For the 25% of existing buildings that would need to achieve 70% reduction in purchase energy, the installation of renewable technology is inevitable. Therefore, if this level of solar water heating penetration is needed to achieve the state’s grand vision of energy efficiency, an equivalent housing stock (both new construction and existing buildings) adoption rate would be higher than 25% by 2020. 


Furthermore, our calculation assumed that the solar tank space reservation is inside, rather than outside the building. If  the space reserved for future solar equipment (tank) is outside, the ready measure would imply merely installing a concrete pad at the time of new construction.  The calculation of the minimum cost effective adoption rates for solar water heating ready measure did not factor in the probable reduction in installed system pricing due to various program efforts. Another conservative assumption built into the calculation is the exclusion of  any energy savings benefits as the results of the installation of solar water heating system, promoted by the ready measures. Accounting for the above-mentioned references and reasons, the team concluded the proposed solar water heating ready measure cost effective. The space reserved for potential solar collectors shall be  roof space equivalent to solar savings fraction of 50%, marginally exceeding the highest solar savings fractions requirement  (45%) across climate zones. This calculation of the reserved space needed will be a function of the number of the story of the building to account for decreasing building footprint with increasing number of story.


4. Recommended Language for the Standards Document, ACM Manuals, and the Reference Appendices



The recommended code language below incorporates inputs from various stakeholders as well as CEC staff received throughout the IOUs stakeholder meetings and CEC’s pre-rulemaking processes. For a complete evolution of changes in recommended language, please refer to Appendix 6.9.


Section 151(f) 8C



C. For systems serving multiple dwelling units, with a central water heating system that includes the following components shall be installed: 


1. gGas or propane water heaters, boilers or other water heating equipment that meet the minimum efficiency requirements of Sections 111 and 113., and


2. A water heating recirculation loop system that meets the requirements of Section 113(c)2 and Section 113(c)5 and is equipped with a demand control and has two recirculation loops each serving half of the building, and



3. A solar water heating system with solar savings fraction specified in Table 151-C. 



Table 151-C



			


			Climate Zone





			


			1


			2


			3


			4


			5


			6


			7


			8


			9


			10


			11


			12


			13


			14


			15


			16





			(requirements for other building components and systems – no change)





			WATER-HEATING


			General


			System shall meet Section 151(f)8 or Section 151(b)1





			


			Solar Savings Fraction for multifamily buildings


			0.2


			0.25


			0.2


			0.2


			0.2


			0.15


			0.15


			0.15


			0.15


			0.3


			0.40


			0.25


			0.35


			0.45


			0.45


			0.4








Section 113(c)2



2. Controls for hot water distribution systems. Service hot water systems with circulating pumps or with electrical heat trace systems shall be capable of automatically turning off the system.

EXCEPTION 1 to Section 113(c)2: Water heating systems serving a single dwelling unit.
EXCEPTION 2 to Section 113(c)2: Recirculation systems serving multiple dwelling units and equipped with temperature modulation controls.


Section 150(n)



 (n) Water Heating Recirculation Loops Serving Multiple Dwelling Units. Water heating recirculation loops serving multiple dwelling units shall meet the requirements of Section 113(c)5.



 (n) Water Heating System Serving Multiple Dwelling Units. 


1. Water heating recirculation loops serving multiple dwelling units shall meet the requirements of Section 113(c)5.



2. The following items shall be clearly shown and labeled on building plans/drawings submitted for building permit:


A. Marked solar zone on the roof and/or structures attached to the building:


1. The solar zone shall be at least 1.5 % of building conditioned floor area or 30% of the total available roof area whichever is smaller and be oriented between 90° and 270°.

- Exception 1 to Section 150(n)2A1: The area of roof shaded 
from existing trees, utility poles, other buildings, and other non-
building sources are exempted from the available roof area 
requirement.


2. The solar zone shall be minimally shaded by vents, chimneys, architectural features, mechanical equipment or other obstructions that are on the roof or any other part of the building. Any vent, chimney, or other architectural feature shall be a minimum distance of twice the height from the solar zone(s).

- Exception 1 to Section 150(n)2A2: Any vent, chimney, or 
other architectural feature to the north of the solar zone(s) shall 
be exempt from the minimum shading requirement.  



3. The solar zone may be comprised of smaller sub-areas. No sub-area  shall be smaller than 33% of the total solar zone or smaller than 80 sqft. All sub-areas must be at least 5 feet wide in the narrowest dimension. 



4. The solar zone shall be sited in compliance with Section 2 of the California Department of Forestry and Fire Protection Office of the State Fire Marshal Solar Photovoltaic Installation Guideline.


B. Marked solar tank area with a minimum area in sqft determined by:
0.0004 x building CFA + 13.
The area must be at least 4 feet wide in the narrowest dimension.


C. Marked plumbing and conduit paths between the solar zone and the solar tank area.


D. Marked plumbing and conduit paths between the solar tank area and the water heater(s)/boiler(s).


EXCEPTION 1 to Section 150(n)2: Buildings with an installed solar water heating system that meets Section 151(f) 8C iii.
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6. Appendices



6.1 Energy Savings from DHW System Controls (per Building)


			Control Strategy


			Low-rise


			High-rise





			


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)





			Temperature Modulation


			0


			0


			405


			0


			0


			535





			Continuous Monitoring


			0


			0


			461


			0


			0


			771





			Temperature Modulation + Continuous Monitoring


			0


			0


			785


			0


			0


			1199





			Demand Control


			1228


			0.140


			1083


			2035


			0.233


			1359








Figure 58. Control Energy Savings – CZ01



			Control Strategy


			Low-rise


			High-rise





			


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)





			Temperature Modulation


			0


			0


			405


			0


			0


			535





			Continuous Monitoring


			0


			0


			461


			0


			0


			771





			Temperature Modulation + Continuous Monitoring


			0


			0


			785


			0


			0


			1199





			Demand Control


			1228


			0.140


			1043


			2035


			0.233


			1298








Figure 59. Control Energy Savings – CZ02



			Control Strategy


			Low-rise


			High-rise





			


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)





			Temperature Modulation


			0


			0


			405


			0


			0


			535





			Continuous Monitoring


			0


			0


			461


			0


			0


			771





			Temperature Modulation + Continuous Monitoring


			0


			0


			785


			0


			0


			1199





			Demand Control


			1228


			0.140


			1041


			2035


			0.233


			1297








Figure 60. Control Energy Savings – CZ03



			Control Strategy


			Low-rise


			High-rise





			


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)





			Temperature Modulation


			0


			0


			405


			0


			0


			535





			Continuous Monitoring


			0


			0


			461


			0


			0


			771





			Temperature Modulation + Continuous Monitoring


			0


			0


			785


			0


			0


			1199





			Demand Control


			1228


			0.140


			1027


			2035


			0.233


			1274








Figure 61. Control Energy Savings – CZ04



			Control Strategy


			Low-rise


			High-rise





			


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)





			Temperature Modulation


			0


			0


			405


			0


			0


			535





			Continuous Monitoring


			0


			0


			461


			0


			0


			771





			Temperature Modulation + Continuous Monitoring


			0


			0


			785


			0


			0


			1199





			Demand Control


			1228


			0.140


			1052


			2035


			0.233


			1312








Figure 62. Control Energy Savings – CZ05



			Control Strategy


			Low-rise


			High-rise





			


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)





			Temperature Modulation


			0


			0


			405


			0


			0


			535





			Continuous Monitoring


			0


			0


			461


			0


			0


			771





			Temperature Modulation + Continuous Monitoring


			0


			0


			785


			0


			0


			1199





			Demand Control


			1228


			0.140


			1007


			2035


			0.233


			1246








Figure 63. Control Energy Savings – CZ06



			Control Strategy


			Low-rise


			High-rise





			


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)





			Temperature Modulation


			0


			0


			405


			0


			0


			535





			Continuous Monitoring


			0


			0


			461


			0


			0


			771





			Temperature Modulation + Continuous Monitoring


			0


			0


			785


			0


			0


			1199





			Demand Control


			1228


			0.140


			998


			2035


			0.233


			1234








Figure 64. Control Energy Savings – CZ07



			Control Strategy


			Low-rise


			High-rise





			


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)





			Temperature Modulation


			0


			0


			405


			0


			0


			535





			Continuous Monitoring


			0


			0


			461


			0


			0


			771





			Temperature Modulation + Continuous Monitoring


			0


			0


			785


			0


			0


			1199





			Demand Control


			1228


			0.140


			992


			2035


			0.233


			1224








Figure 65. Control Energy Savings – CZ08



			Control Strategy


			Low-rise


			High-rise





			


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)





			Temperature Modulation


			0


			0


			405


			0


			0


			535





			Continuous Monitoring


			0


			0


			461


			0


			0


			771





			Temperature Modulation + Continuous Monitoring


			0


			0


			785


			0


			0


			1199





			Demand Control


			1228


			0.140


			992


			2035


			0.233


			1224








Figure 66. Control Energy Savings – CZ09



			Control Strategy


			Low-rise


			High-rise





			


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)





			Temperature Modulation


			0


			0


			405


			0


			0


			535





			Continuous Monitoring


			0


			0


			461


			0


			0


			771





			Temperature Modulation + Continuous Monitoring


			0


			0


			785


			0


			0


			1199





			Demand Control


			1228


			0.140


			992


			2035


			0.233


			1222








Figure 67. Control Energy Savings – CZ10



			Control Strategy


			Low-rise


			High-rise





			


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)





			Temperature Modulation


			0


			0


			405


			0


			0


			535





			Continuous Monitoring


			0


			0


			461


			0


			0


			771





			Temperature Modulation + Continuous Monitoring


			0


			0


			785


			0


			0


			1199





			Demand Control


			1228


			0.140


			998


			2035


			0.233


			1231








Figure 68. Control Energy Savings – CZ11



			Control Strategy


			Low-rise


			High-rise





			


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)





			Temperature Modulation


			0


			0


			405


			0


			0


			535





			Continuous Monitoring


			0


			0


			461


			0


			0


			771





			Temperature Modulation + Continuous Monitoring


			0


			0


			785


			0


			0


			1199





			Demand Control


			1228


			0.140


			1016


			2035


			0.233


			1257








Figure 69. Control Energy Savings – CZ12



			Control Strategy


			Low-rise


			High-rise





			


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)





			Temperature Modulation


			0


			0


			405


			0


			0


			535





			Continuous Monitoring


			0


			0


			461


			0


			0


			771





			Temperature Modulation + Continuous Monitoring


			0


			0


			785


			0


			0


			1199





			Demand Control


			1228


			0.140


			991


			2035


			0.233


			1221








Figure 70. Control Energy Savings – CZ13



			Control Strategy


			Low-rise


			High-rise





			


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)





			Temperature Modulation


			0


			0


			405


			0


			0


			535





			Continuous Monitoring


			0


			0


			461


			0


			0


			771





			Temperature Modulation + Continuous Monitoring


			0


			0


			785


			0


			0


			1199





			Demand Control


			1228


			0.140


			1003


			2035


			0.233


			1239








Figure 71. Control Energy Savings – CZ14



			Control Strategy


			Low-rise


			High-rise





			


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)





			Temperature Modulation


			0


			0


			405


			0


			0


			535





			Continuous Monitoring


			0


			0


			461


			0


			0


			771





			Temperature Modulation + Continuous Monitoring


			0


			0


			785


			0


			0


			1199





			Demand Control


			1228


			0.140


			906


			2035


			0.233


			1096








Figure 72. Control Energy Savings – CZ15



			Control Strategy


			Low-rise


			High-rise





			


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)


			Electricity Savings (kWh)


			Demand Savings (kW)


			Natural Gas Savings (Therms)





			Temperature Modulation


			0


			0


			405


			0


			0


			535





			Continuous Monitoring


			0


			0


			461


			0


			0


			771





			Temperature Modulation + Continuous Monitoring


			0


			0


			785


			0


			0


			1199





			Demand Control


			1228


			0.140


			1079


			2035


			0.233


			1353








Figure 73. Control Energy Savings – CZ16



6.2 Pipe Sizing Calculation


The following section describes the methodology used to create the pipe sizing table.



First, we take the user inputs and determine the allowable pressure loss per 100 ft. of pipe using UPC methodology and ASHRAE guidance for estimating total developed length.



Assume that,



Building water supply pressure = Psupply = 55 psi



Minimum residual pressure = Presidual = 15 psi



Developed Length Multiplier = 1.75 = Lmultiplier


Mechanical Room to Recirculation Loop Adder = Ladder


where,



Ladder for Low-rise:



[image: image36.png]Laator = Prioon + (722)








Ladder for High-rise:
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The UPC uses an iterative approach to determine pipe sizes. When sizing each section of pipe in the building, the allowable pressure loss per 100ft. of pipe calculation is used, but the total demand in gallons per minute (GPM) is determined separately for each section of pipe starting at the whole building level and working down to the dwelling unit level. Charts A-4 through A-7 in the UPC is used to convert the demand and pressure loss values into a pipe size for each section.



In the UPC, demand flow is determined using charts A-2 and A-3. These Hunter’s Curve charts convert Water Supply Fixture Units (WSFU) into total demand in GPM. WSFU are values assigned to each type of appliance, appurtenance, or fixture by table A-2 in the UPC. In other words, to properly determine the demand for the building, we must first assume what combination of fixtures and appliances exist in each dwelling unit. For the default assumption, each dwelling unit has:



· Kitchen sink



· Bathroom sink



· Dish Washer



· Combination Bath/Shower



A table based version of Hunter’s Curve was used to determine demand. Simple linear interpolation was used to find any intermediate values



UPC charts A-4 through A-7 were replaced with 2005 ASHRAE Fundamentals Handbook derived equivalent calculations that take the demand values in GPM and determined the velocity in ft/s and pressure loss per 100ft. of pipe for each size of pipe.



Flow velocity [ft/s] in a pipe was calculated by:
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where,



C1 = conversion factor: 1 GPM = 0.13368/60 [ft3/s]



V = Flow Rate [GPM]



C2 = conversion factor: 1 in2 = 1/144 [ft2]



di = inner pipe diameter [in]



The pressure drop [psi] in 100 feet of pipe was calculated by:
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where,



C2 = conversion factor: 1 in2 = 1/144 [ft2]



ρ = density of water @ 120 degF = 62.3 [lb/ft3]



HL = Total Head Loss from 100 feet of straight pipe



Straight pipe Head Loss [ft] was calculated by:
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where,



f = friction factor



di = inner pipe diameter [ft]



ρ = density of water @ 120 degF = 62.3 [lb/ft3]



v = velocity of water flow [ft/s]



L = total length of straight pipe [ft]



g = gravity = 32.174 [ft/s2]


Friction Factor was calculated by:
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where,
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and,


ε = roughness height of the wall surface = 0.06 μin. for commercially smooth brass, lead, copper, or plastic pipe



ReDh = Reynolds number


The Reynolds number was calculated by:
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where,



v = velocity of water flow [ft/s]



Dh = hydraulic diameter = inner pipe diameter [ft]



υ = kinematic viscosity of water @ 120 degF = 0.607x10-5 [ft2/s]



An example table of the ASHRAE calculation results is given in the table below. The table below represents the calculations for sizing 88 dwelling units in a 4 story building. The value of Pallow,100 for this example is 5.98 psi.


			Pipe pressure loss calculation





			 


			Length of pipe


			Flow Rate


			Head Loss


			Pressure Loss


			Flow Velocity





			Nominal Size


			[ft]


			[GPM]


			[ft]


			[psi]


			[ft/s]





			0.25


			100


			129.41


			170466


			73750.2


			532.75





			0.375


			100


			129.41


			37778


			16344.1


			285.89





			0.5


			100


			129.41


			12003


			5193.0


			177.97





			0.75


			100


			129.41


			2057


			890.1


			85.78





			1


			100


			129.41


			567


			245.5


			50.31





			1.25


			100


			129.41


			206


			89.0


			33.03





			1.5


			100


			129.41


			89


			38.5


			23.34





			2


			100


			129.41


			23


			10.1


			13.42





			2.5


			100


			129.41


			8


			3.6


			8.70





			3


			100


			129.41


			4


			1.5


			6.09





			3.5


			100


			129.41


			2


			0.7


			4.51





			4


			100


			129.41


			1


			0.4


			3.47








As can be seen, the limiting factor in this case is velocity. The UPC limits the hot water velocity to 5 ft/s and results in a 3.5 inch pipe size selection. If the value for Pallow,100 alone was the determining factor a 2.5 inch pipe would have been sufficient.



After performing several more calculations with a different number of dwelling units and number of floors, it became apparent that, using all previously stated assumptions, the pipe size of each section could be determined based on the 5 ft/s velocity limit when considering groups of dwelling units. The allowable pressure drop only becomes limiting for high-rise buildings and these buildings will already have a booster pump installed to ensure that adequate pressure exists to push water up to the highest floors. The end result of the pressure and flow loss calculations is a table that converts the number of dwelling units served by a pipe section into an equivalent pipe size. This is possible because the flow rate for a group of dwelling units can be converted into a flow velocity for each pipe size. The smallest pipe size that has a velocity less than 5 ft/s was selected as the appropriate pipe size for that 


6.3 Recirculation Loop Model Validation Results


Building 1. Recirculation loop loss represent 34% Total hot water energy 
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Measured 



(Btu/day)



Modeled 



(Btu/day)



Measured 



reduction 



(%)



Modeled 



reduction 



(%)



Measured 



(Btu/day)



Modeled 



(Btu/day)



Measured 



reduction 



(%)



Modeled 



reduction 



(%)



Measured 



(Btu/day)



Modeled 



(Btu/day)



Measured 



reduction 



(%)



Modeled 



reduction 



(%)



CONT Pump



608,711        608,711      - - 639,732       643,487      - - 1,875,663     1,879,417     - -



Temp Mod



600,697        582,695      1.3% 4.3% 633,433       616,266      1.0% 4.2% 1,958,764     1,941,597     -4.4% -3.3%



Timer



507,048        461,656      17% 24% 600,803       562,822      6.1% 13% 1,732,428     1,694,446     7.6% 10%



Demand



215,483        191,328      65% 69% 411,903       453,556      36% 30% 1,423,628     1,465,281     24% 22%



Total Hot Water Energy Recirculation Flow Heat Loss Recirculation Loop Heat Loss






Building 2. Recirculation loop loss represent 42% Total hot water energy
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Measured 



(Btu/day)



Modeled 



(Btu/day)



Measured 



reduction 



(%)



Modeled 



reduction 



(%)



Measured 



(Btu/day)



Modeled 



(Btu/day)



Measured 



reduction 



(%)



Modeled 



reduction 



(%)



Measured 



(Btu/day)



Modeled 



(Btu/day)



Measured 



reduction 



(%)



Modeled 



reduction 



(%)



CONT Pump



368,536        368,536      - - 443,280       456,190      - - 1,030,479     1,043,388     - -



Temp Mod



362,987        355,698      1.5% 3.5% 442,840       435,949      0.1% 4.4% 1,030,039     1,023,148     0.0% 1.9%



Timer



265,214        279,559      28% 24% 421,494       419,521      5% 8% 1,008,693     1,006,720     2.1% 3.5%



Demand



Total Hot Water Energy Recirculation Flow Heat Loss Recirculation Loop Heat Loss






Building 3. Recirculation loop loss represent 7% Total hot water energy
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Comparison to measured results
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Measured 



(Btu/day)



Modeled 



(Btu/day)



Measured 



reduction 



(%)



Modeled 



reduction 



(%)



Measured 



(Btu/day)



Modeled 



(Btu/day)



Measured 



reduction 



(%)



Modeled 



reduction 



(%)



Measured 



(Btu/day)



Modeled 



(Btu/day)



Measured 



reduction 



(%)



Modeled 



reduction 



(%)



CONT Pump



176,588        176,588      - - 221,165       228,267      - - 3,116,211     3,123,313     - -



Temp Mod



157,692        159,541      11% 10% 204,820       204,057      7% 11% 2,564,910     2,564,146     18% 18%



Timer



151,829        147,709      14% 16% 220,452       228,777      0.3% -0.2% 3,443,807     3,452,131     -11% -11%



Demand



48,168           78,002        73% 56% 178,093       179,729      19% 21% 2,784,551     2,786,187     11% 11%



Total Hot Water Energy Recirculation Flow Heat Loss Recirculation Loop Heat Loss






Building 4. Recirculation loop loss represent 14% Total hot water energy
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Comparison to measured results
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Measured 



(Btu/day)



Modeled 



(Btu/day)



Measured 



reduction 



(%)



Modeled 



reduction 



(%)



Measured 



(Btu/day)



Modeled 



(Btu/day)



Measured 



reduction 



(%)



Modeled 



reduction 



(%)



Measured 



(Btu/day)



Modeled 



(Btu/day)



Measured 



reduction 



(%)



Modeled 



reduction 



(%)



CONT Pump



177,796        177,796      - - 201,589       207,200      - - 1,094,813     1,100,423     - -



Temp Mod



- - - - - - - -



Timer



143,549        145,345      19% 18% 187,240       194,233      7% 6% 942,592        949,586         14% 14%



Demand



90,349           82,244        49% 54% 180,478       173,723      10% 16% 742,710        735,955         32% 33%



Total Hot Water Energy Recirculation Flow Heat Loss Recirculation Loop Heat Loss






6.4 Screenshots of the Recirculation Model
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6.5 Solar Water Heating Online Survey Instrument 
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6.6 Example of Solar Water Heating Ready Ordinances
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6.7 Energy Saving: Solar Water Heating Simulation Results



6.7.1 Comparison between Climate Zones (high-rise prototype)
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6.7.2 Comparison between Various Configurations 



Low-rise Prototype


Active Glycol (External HX)



			Climate Zone


			City


			Electricity Use


			Natural Gas Savings


			TDV Electricity Savings


			TDV Gas Savings


			PV of Energy Cost Savings


			Solar Savings Fraction





			


			


			(kwh/yr)


			(Therms/yr)


			(TDV kBTU)


			(TDV kBTU)


			(PV$)


			(%)





			1. Arcata


			2,194


			3,109


			(54,869)


			481,418


			73,873


			59%





			2. Santa Rosa


			2,145


			3,701


			(45,860)


			573,684


			91,413


			73%





			3. Oakland


			2,223


			3,710


			(49,000)


			576,350


			91,331


			73%





			4. San Jose Reid


			2,162


			3,777


			(44,546)


			589,157


			94,320


			76%





			5. Santa Maria


			2,274


			4,065


			(49,013)


			642,126


			102,720


			81%





			6. Torrance


			2,320


			3,892


			(49,376)


			616,331


			98,190


			81%





			7. San Diego


			2,280


			3,934


			(48,310)


			626,454


			100,128


			83%





			8. Fullerton


			2,181


			3,827


			(44,476)


			605,564


			97,174


			81%





			9. Burbank-Glendale


			2,159


			3,785


			(42,786)


			599,289


			96,380


			81%





			10. Riverside


			2,126


			3,820


			(42,310)


			606,094


			97,641


			82%





			11. Red Bluff


			2,018


			3,557


			(40,187)


			552,886


			88,793


			74%





			12. Sacramento


			2,092


			3,550


			(42,347)


			547,697


			87,521


			72%





			13. Fresno


			1,921


			3,345


			(37,350)


			516,985


			83,067


			72%





			14. Palmdale


			2,174


			4,075


			(42,362)


			647,307


			104,769


			85%





			15. Palm Springs


			2,016


			3,595


			(38,196)


			574,555


			92,891


			90%





			16. Blue Canyon


			2,201


			3,901


			(44,639)


			608,914


			97,726


			71%








Active Glycol (Immersed HX)



			Climate Zone


			City


			Electricity Use


			Natural Gas Savings


			TDV Electricity Savings


			TDV Gas Savings


			PV of Energy Cost Savings


			Solar Savings Fraction





			


			


			(kwh/yr)


			(Therms/yr)


			(TDV kBTU)


			(TDV kBTU)


			(PV$)


			(%)





			1. Arcata


			6,345


			3,024


			(135,733)


			467,117


			57,392


			57%





			2. Santa Rosa


			6,224


			3,697


			(129,478)


			570,825


			76,436


			73%





			3. Oakland


			6,300


			3,691


			(131,767)


			571,070


			76,082


			73%





			4. San Jose Reid


			6,227


			3,775


			(128,544)


			586,338


			79,285


			76%





			5. Santa Maria


			6,332


			4,049


			(132,184)


			637,081


			87,442


			80%





			6. Torrance


			6,370


			3,869


			(132,604)


			610,290


			82,730


			81%





			7. San Diego


			6,348


			3,925


			(131,962)


			622,871


			85,019


			83%





			8. Fullerton


			6,261


			3,827


			(128,716)


			603,316


			82,195


			81%





			9. Burbank-Glendale


			6,211


			3,789


			(126,871)


			597,598


			81,524


			81%





			10. Riverside


			6,187


			3,818


			(126,430)


			603,530


			82,628


			82%





			11. Red Bluff


			6,111


			3,558


			(124,990)


			550,848


			73,754


			74%





			12. Sacramento


			6,162


			3,557


			(126,724)


			546,533


			72,706


			72%





			13. Fresno


			6,050


			3,350


			(123,207)


			515,690


			67,973


			72%





			14. Palmdale


			6,176


			4,072


			(125,679)


			644,145


			89,792


			85%





			15. Palm Springs


			6,026


			3,588


			(122,475)


			571,799


			77,818


			89%





			16. Blue Canyon


			6,235


			3,888


			(128,426)


			604,200


			82,398


			71%








Forced Circulation



			Climate Zone


			City


			Electricity Use


			Natural Gas Savings


			TDV Electricity Savings


			TDV Gas Savings


			PV of Energy Cost Savings


			Solar Savings Fraction





			


			


			(kwh/yr)


			(Therms/yr)


			(TDV kBTU)


			(TDV kBTU)


			(PV$)


			(%)





			1. Arcata


			5,444


			3,253


			(113,389)


			504,521


			67,739


			61%





			2. Santa Rosa


			5,534


			3,778


			(113,289)


			586,556


			81,964


			75%





			3. Oakland


			5,528


			3,815


			(113,493)


			594,399


			83,287


			76%





			4. San Jose Reid


			5,534


			3,839


			(112,817)


			599,352


			84,262


			77%





			5. Santa Maria


			5,602


			4,161


			(114,718)


			658,969


			94,258


			83%





			6. Torrance


			5,553


			4,006


			(113,670)


			635,998


			90,461


			83%





			7. San Diego


			5,561


			4,046


			(113,457)


			645,786


			92,193


			86%





			8. Fullerton


			5,546


			3,933


			(113,018)


			623,980


			88,492


			84%





			9. Burbank-Glendale


			5,534


			3,889


			(112,395)


			617,365


			87,455


			84%





			10. Riverside


			5,551


			3,917


			(112,711)


			622,982


			88,373


			84%





			11. Red Bluff


			5,495


			3,636


			(111,653)


			566,428


			78,762


			75%





			12. Sacramento


			5,485


			3,627


			(111,625)


			560,736


			77,781


			74%





			13. Fresno


			5,465


			3,418


			(110,761)


			529,539


			72,527


			74%





			14. Palmdale


			5,574


			4,102


			(112,796)


			651,578


			93,311


			85%





			15. Palm Springs


			5,497


			3,665


			(111,130)


			587,167


			82,444


			91%





			16. Blue Canyon


			5,660


			3,866


			(114,682)


			602,035


			84,404


			70%








Evacuated Tube (External HX)



			Climate Zone


			City


			Electricity Use


			Natural Gas Savings


			TDV Electricity Savings


			TDV Gas Savings


			PV of Energy Cost Savings


			Solar Savings Fraction





			


			


			(kwh/yr)


			(Therms/yr)


			(TDV kBTU)


			(TDV kBTU)


			(PV$)


			(%)





			1. Arcata


			4,477


			6,411


			(113,170)


			995,098


			152,740


			61%





			2. Santa Rosa


			4,362


			7,500


			(97,154)


			1,164,538


			184,858


			75%





			3. Oakland


			4,500


			7,501


			(102,877)


			1,166,852


			184,268


			75%





			4. San Jose Reid


			4,368


			7,623


			(94,223)


			1,190,444


			189,852


			78%





			5. Santa Maria


			4,631


			8,177


			(104,363)


			1,292,029


			205,689


			82%





			6. Torrance


			4,702


			7,834


			(104,754)


			1,240,888


			196,765


			83%





			7. San Diego


			4,627


			7,949


			(102,279)


			1,265,822


			201,512


			85%





			8. Fullerton


			4,426


			7,710


			(94,077)


			1,220,270


			195,043


			83%





			9. Burbank-Glendale


			4,364


			7,665


			(89,940)


			1,214,562


			194,771


			84%





			10. Riverside


			4,304


			7,700


			(88,752)


			1,222,148


			196,291


			84%





			11. Red Bluff


			4,104


			7,224


			(84,816)


			1,125,590


			180,250


			76%





			12. Sacramento


			4,244


			7,219


			(89,792)


			1,116,625


			177,835


			74%





			13. Fresno


			3,929


			6,837


			(79,225)


			1,060,310


			169,912


			75%





			14. Palmdale


			4,380


			8,209


			(87,869)


			1,305,502


			210,880


			87%





			15. Palm Springs


			3,994


			7,243


			(77,476)


			1,159,470


			187,388


			92%





			16. Blue Canyon


			4,488


			7,964


			(95,782)


			1,244,984


			199,028


			73%








High-rise Prototype



Active Glycol (External HX)



			Climate Zone


			City


			Electricity Use


			Natural Gas Savings


			TDV Electricity Savings


			TDV Gas Savings


			PV of Energy Cost Savings


			Solar Savings Fraction





			


			


			(kwh/yr)


			(Therms/yr)


			(TDV kBTU)


			(TDV kBTU)


			(PV$)


			(%)





			1. Arcata


			4,411


			6,140


			(110,735)


			950,087


			145,366


			58%





			2. Santa Rosa


			4,314


			7,356


			(92,847)


			1,139,156


			181,208


			73%





			3. Oakland


			4,477


			7,371


			(99,312)


			1,144,045


			180,935


			73%





			4. San Jose Reid


			4,348


			7,511


			(90,183)


			1,170,585


			187,113


			76%





			5. Santa Maria


			4,579


			8,082


			(99,371)


			1,275,746


			203,734


			80%





			6. Torrance


			4,671


			7,736


			(99,988)


			1,224,333


			194,723


			81%





			7. San Diego


			4,591


			7,827


			(97,850)


			1,245,831


			198,817


			83%





			8. Fullerton


			4,386


			7,609


			(89,829)


			1,203,551


			192,883


			81%





			9. Burbank-Glendale


			4,342


			7,530


			(86,443)


			1,191,540


			191,390


			81%





			10. Riverside


			4,278


			7,598


			(85,454)


			1,204,922


			193,879


			82%





			11. Red Bluff


			4,061


			7,071


			(81,281)


			1,098,230


			176,123


			73%





			12. Sacramento


			4,198


			7,055


			(85,506)


			1,087,351


			173,508


			72%





			13. Fresno


			3,863


			6,649


			(75,505)


			1,026,547


			164,709


			72%





			14. Palmdale


			4,383


			8,110


			(85,671)


			1,287,486


			208,140


			84%





			15. Palm Springs


			4,055


			7,164


			(77,036)


			1,144,331


			184,843


			89%





			16. Blue Canyon


			4,424


			7,745


			(90,281)


			1,207,972


			193,571


			70%








Active Glycol (Immersed HX)



			Climate Zone


			City


			Electricity Use


			Natural Gas Savings


			TDV Electricity Savings


			TDV Gas Savings


			PV of Energy Cost Savings


			Solar Savings Fraction





			


			


			(kwh/yr)


			(Therms/yr)


			(TDV kBTU)


			(TDV kBTU)


			(PV$)


			(%)





			1. Arcata


			12,737


			5,974


			(272,579)


			922,309


			112,525


			56%





			2. Santa Rosa


			12,494


			7,351


			(260,624)


			1,134,199


			151,293


			73%





			3. Oakland


			12,648


			7,333


			(265,025)


			1,133,921


			150,483


			73%





			4. San Jose Reid


			12,498


			7,511


			(258,496)


			1,165,725


			157,121


			76%





			5. Santa Maria


			12,716


			8,054


			(265,876)


			1,266,377


			173,275


			80%





			6. Torrance


			12,790


			7,691


			(266,832)


			1,212,464


			163,772


			80%





			7. San Diego


			12,747


			7,811


			(265,580)


			1,238,881


			168,564


			83%





			8. Fullerton


			12,566


			7,616


			(258,851)


			1,199,951


			162,987


			81%





			9. Burbank-Glendale


			12,463


			7,540


			(255,023)


			1,188,562


			161,678


			81%





			10. Riverside


			12,413


			7,598


			(254,153)


			1,200,317


			163,865


			82%





			11. Red Bluff


			12,255


			7,075


			(251,087)


			1,094,421


			146,055


			73%





			12. Sacramento


			12,359


			7,072


			(254,748)


			1,085,740


			143,918


			72%





			13. Fresno


			12,130


			6,659


			(247,544)


			1,024,217


			134,510


			72%





			14. Palmdale


			12,387


			8,106


			(252,441)


			1,281,279


			178,182


			84%





			15. Palm Springs


			12,081


			7,148


			(246,117)


			1,138,392


			154,531


			89%





			16. Blue Canyon


			12,509


			7,728


			(258,311)


			1,199,828


			163,060


			70%








Forced Circulation



			Climate Zone


			City


			Electricity Use


			Natural Gas Savings


			TDV Electricity Savings


			TDV Gas Savings


			PV of Energy Cost Savings


			Solar Savings Fraction





			


			


			(kwh/yr)


			(Therms/yr)


			(TDV kBTU)


			(TDV kBTU)


			(PV$)


			(%)





			1. Arcata


			10,914


			6,455


			(227,454)


			1,000,302


			133,848


			61%





			2. Santa Rosa


			11,087


			7,523


			(227,158)


			1,167,171


			162,799


			74%





			3. Oakland


			11,082


			7,597


			(227,692)


			1,182,758


			165,406


			75%





			4. San Jose Reid


			11,098


			7,647


			(226,213)


			1,193,197


			167,470


			77%





			5. Santa Maria


			11,235


			8,291


			(230,284)


			1,312,212


			187,377


			82%





			6. Torrance


			11,128


			7,987


			(227,941)


			1,267,332


			180,010


			83%





			7. San Diego


			11,148


			8,066


			(227,611)


			1,286,960


			183,467


			85%





			8. Fullerton


			11,121


			7,839


			(226,723)


			1,242,929


			175,995


			83%





			9. Burbank-Glendale


			11,096


			7,753


			(225,447)


			1,229,857


			173,952


			83%





			10. Riverside


			11,128


			7,808


			(226,089)


			1,241,116


			175,791


			84%





			11. Red Bluff


			11,015


			7,241


			(223,889)


			1,127,207


			156,444


			75%





			12. Sacramento


			10,990


			7,220


			(223,829)


			1,115,137


			154,364


			73%





			13. Fresno


			10,953


			6,809


			(222,119)


			1,053,928


			144,059


			73%





			14. Palmdale


			11,178


			8,187


			(226,268)


			1,299,683


			185,903


			85%





			15. Palm Springs


			11,018


			7,312


			(222,670)


			1,170,931


			164,227


			91%





			16. Blue Canyon


			11,337


			7,703


			(229,711)


			1,198,883


			167,849


			70%








Water Drainback



			Climate Zone


			City


			Electricity Use


			Natural Gas Savings


			TDV Electricity Savings


			TDV Gas Savings


			PV of Energy Cost Savings


			Solar Savings Fraction





			


			


			(kwh/yr)


			(Therms/yr)


			(TDV kBTU)


			(TDV kBTU)


			(PV$)


			(%)





			1. Arcata


			10,966


			6,533


			(229,064)


			1,012,760


			135,727


			62%





			2. Santa Rosa


			11,157


			7,646


			(228,991)


			1,187,091


			165,932


			76%





			3. Oakland


			11,150


			7,673


			(229,427)


			1,193,838


			167,024


			76%





			4. San Jose Reid


			11,176


			7,801


			(228,404)


			1,219,075


			171,572


			79%





			5. Santa Maria


			11,299


			8,399


			(231,914)


			1,329,047


			190,010


			83%





			6. Torrance


			11,218


			8,061


			(229,758)


			1,278,562


			181,640


			84%





			7. San Diego


			11,229


			8,143


			(229,295)


			1,298,583


			185,188


			86%





			8. Fullerton


			11,191


			7,909


			(228,235)


			1,253,580


			177,578


			84%





			9. Burbank-Glendale


			11,166


			7,810


			(227,036)


			1,238,426


			175,161


			84%





			10. Riverside


			11,188


			7,878


			(227,415)


			1,251,938


			177,435


			85%





			11. Red Bluff


			11,087


			7,333


			(225,533)


			1,142,051


			158,730


			76%





			12. Sacramento


			11,066


			7,308


			(225,525)


			1,129,322


			156,527


			74%





			13. Fresno


			11,023


			6,894


			(223,703)


			1,067,279


			146,097


			74%





			14. Palmdale


			11,249


			8,393


			(227,765)


			1,335,608


			191,865


			87%





			15. Palm Springs


			11,090


			7,356


			(224,086)


			1,177,721


			165,158


			92%





			16. Blue Canyon


			11,166


			8,089


			(227,463)


			1,265,001


			179,689


			73%








6.8 System Assumptions from CSI-Thermal Incentive Calculator Documentation
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6.9 Evolution of Recommended Code Language



This section documents the versions of proposed language produced by the CASE team for the combined Multi-Family Domestic Hot Water and Solar Water Heating topic. Changes occurred between the versions are shown in red to help accentuate the differences. The evolution of the versions is summarized below:



4. First draft: HMG’s version presented in the CEC pre-rulemaking workshop on 6/9/2011



5. Second draft: Revised HMG version based on comments collected during the CEC pre-rulemaking workshop



6. CalSEIA’s recommendation



7. CEC’s direction: provided in response to reviewing CBIA/ConSol memo



8. Third draft: Revised HMG version based on consideration of CalSEIA input and CEC’s guidance.



6.9.1 First Version



Section 151(f) 8C



C. For systems serving multiple dwelling units, a central water heating system that includes the following components shall be installed: that has


1. gGas or propane water heaters, boilers or other water heating equipment that meet the minimum efficiency requirements of Sections 111 and 113., and


2. A solar water heating system with solar fraction specified in Table 151-C, and


3. and aA water heating recirculation loop system that meets the requirements of Section 113(c)2 and Section 113(c)5 and is equipped with a demand control and has two recirculation loops each serving half of the building. shall be installed.


Table 151-C



			


			Climate Zone





			


			1


			2


			3


			4


			5


			6


			7


			8


			9


			10


			11


			12


			13


			14


			15


			16





			(requirements for other building components and systems – no change)





			WATER-HEATING


			General


			System shall meet Section 151(f)8 or Section 151(b)1





			


			Solar Savings Fraction for multifamily buildings


			0.2


			0.25


			0.2


			0.2


			0.2


			0.15


			0.15


			0.15


			0.15


			0.3


			0.40


			0.25


			0.35


			0.45


			0.50


			0.4








Section 113(c)2



2. Controls for hot water distribution systems. Service hot water systems with circulating pumps or with electrical heat trace systems shall be capable of automatically turning off the system.

EXCEPTION to Section 113(c)2: Water heating systems serving a single dwelling unit.



Section 150(n)



 (n) Water Heating Recirculation Loops Serving Multiple Dwelling Units. Water heating recirculation loops serving multiple dwelling units shall meet the requirements of Section 113(c)5.



 (n) Water Heating System Serving Multiple Dwelling Units. 


1. Water heating recirculation loops serving multiple dwelling units shall meet the requirements of Section 113(c)5.



2. The following items shall be clearly shown and labeled on building plans/drawings submitted for building permit:


A. Marked solar zone for potential future solar collectors on the roof or other available space on the building site


1. The solar zone shall  be at least 1.5 % of building conditioned floor area or 30% of the total available roof area whichever is smaller and be oriented between 90° and 270°.

- Exception 1 to Section 150(n)2A1: The area of roof shaded from existing trees, utility poles, 
other buildings, and other non-building sources are exempted from the available roof area 
requirement.


2. The solar zone shall be minimally shaded by vents, chimneys, architectural features, mechanical equipment or other obstructions that are on the roof or any other part of the building. Any vent, chimney, or other architectural feature shall be a minimum distance of twice the height from the reserved area(s).

- Exception 1 to Section 150(n)2A2: Any vent, chimney, or other architectural feature to the 
north of the reserved roof area(s) shall be exempt from the minimum shading requirement.  



3. The solar zone shall be sited in compliance with Section 2 of the California Department of Forestry and Fire Protection Office of the State Fire Marshal Solar Photovoltaic Installation Guideline



B. Marked solar tank area for potential solar water heating storage tank installation of a minimum X sf or X% of conditioned floor area


C. Marked plumbing and conduit paths between the solar zone and the solar tank area



D. Marked plumbing and conduit paths between the solar tank area and the water heater(s)/boiler(s)



EXCEPTION to  Section 150(n)2: Buildings with an installed solar water heating system that meets Section 151(f) 8C ii. 


6.9.2 Second Version



Section 151(f) 8C



D. For systems serving multiple dwelling units, a central water heating system that includes the following components shall be installed:


1. gGas or propane water heaters, boilers or other water heating equipment that meet the minimum efficiency requirements of Sections 111 and 113., and


2. A solar water heating system with solar savings fraction specified in Table 151-C, and


3. and aA water heating recirculation loop system that meets the requirements of Section 113(c)2 and Section 113(c)5 and is equipped with a demand control and has two recirculation loops each serving half of the building. shall be installed



Table 151-C



			


			Climate Zone





			


			1


			2


			3


			4


			5


			6


			7


			8


			9


			10


			11


			12


			13


			14


			15


			16





			(requirements for other building components and systems – no change)





			WATER-HEATING


			General


			System shall meet Section 151(f)8 or Section 151(b)1





			


			Solar Savings Fraction for multifamily buildings


			0.2


			0.25


			0.2


			0.2


			0.2


			0.15


			0.15


			0.15


			0.15


			0.3


			0.40


			0.25


			0.35


			0.45


			0.45


			0.4








Section 113(c)2



3. Controls for hot water distribution systems. Service hot water systems with circulating pumps or with electrical heat trace systems shall be capable of automatically turning off the system.

EXCEPTION to Section 113(c)2: Water heating systems serving a single dwelling unit.



Section 150(n)



 (n) Water Heating Recirculation Loops Serving Multiple Dwelling Units. Water heating recirculation loops serving multiple dwelling units shall meet the requirements of Section 113(c)5.



 (n) Water Heating System Serving Multiple Dwelling Units. 


1. Water heating recirculation loops serving multiple dwelling units shall meet the requirements of Section 113(c)5.



2. The following items shall be clearly shown and labeled on building plans/drawings submitted for building permit:


A. Marked solar zone on the roof and/or structures attached to the building:


1. The solar zone shall  be at least 1.5 % of building conditioned floor area or 30% of the total available roof area whichever is smaller and be oriented between 90° and 270°.

- Exception 1 to Section 150(n)2A1: The area of roof shaded 
from existing trees, utility poles, other buildings, and other non-
building sources are exempted from the available roof area 
requirement.


2. The solar zone shall be minimally shaded by vents, chimneys, architectural features, mechanical equipment or other obstructions that are on the roof or any other part of the building. Any vent, chimney, or other architectural feature shall be a minimum distance of twice the height from the reserved area(s).

- Exception 1 to Section 150(n)2A2: Any vent, chimney, or 
other architectural feature to the north of the reserved roof 
area(s) 
shall be exempt from the minimum shading requirement.  



3. The solar zone may be comprised of smaller sub-areas. No sub-area  shall be smaller than 80 sqft, and all areas must be at least 5 feet wide in the narrowest dimension. 



4. The solar zone shall be sited in compliance with Section 2 of the California Department of Forestry and Fire Protection Office of the State Fire Marshal Solar Photovoltaic Installation Guideline



B. Marked solar tank area with a minimum area in sqft determined by:
0.0004 x building CFA + 13
The area must be at least 4 ft wide in the narrowest dimension.


C. Marked plumbing and conduit paths between the solar zone and the solar tank area



D. Marked plumbing and conduit paths between the solar tank area and the water heater(s)/boiler(s)



EXCEPTION to  Section 150(n)2: Buildings with an installed solar water heating system that meets Section 151(f) 8C ii are exempt from the solar water heating ready requirements. 


6.9.3 CalSEIA’s Written Comment


Section 150(n)



(n) Water Heating System Serving Multiple Dwelling Units. 


2. The following items shall be clearly shown and labeled on building plans/drawings submitted for building permit: 


A. Marked solar zone on the roof and/or structures attached to the building:



3. The solar zone may be comprised of smaller sub-areas. No sub-area shall be smaller than 33 percent of the total area of the solar zone, and all areas must be at least 18 feet wide in the east-west dimension, and 15 feet wide in the north-south dimension.


B. Marked solar storage tank area (marked area) with a minimum area in square feet equivalent to no less than 1.6 square feet of flat, structurally adequate area for each 10 square feet of solar collector area.  The marked area must be at least 10 feet wide in the narrowest dimension


1. The marked area may be inside or outside the structure upon which the solar collectors are mounted.


2. There must be sufficient access to accommodate the movement of a solar storage tank with dimensions six feet in height by eight feet in width into and out of the marked storage tank area, and the marked area must be structurally capable of supporting a live load of 180 pounds per square foot.


3. If the marked area is outside the structure, the marked area shall be 100 feet or less from the conventional water heating equipment, and shall have a marked plumbing path(s) to the conventional water heating equipment.


[1] The Commission uses a 3% discount rate for determining present values for Standards purposes.




� Federal Residential Renewable Energy Tax Credit: � HYPERLINK "http://www.dsireusa.org/incentives/incentive.cfm?Incentive_Code=US37F" �http://www.dsireusa.org/incentives/incentive.cfm?Incentive_Code=US37F�




� Program goal includes “achieving the installation of natural gas-displaying systems that displace 585 million therms over the 25-year life of the systems.”
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 “Average Annual Access”:  Enter the integer percent for the average annual solar access to the 
collector array between the hours of 10am and 3pm. Use a shade analysis device to determine 
this value.  The minimum allowable average annual availability of the solar collector(s) between 
the hours of 10:00 am and 3:00 pm is 85 percent (15 percent average annual shade between 
10:00 am and 3:00 pm).  




 




 “Project Name”:  Enter the project name and reservation ID (if available). This is used for your 




reference and will be included on the results email. This input field only applies to the public 




version of the calculator. 




 




 “Email Address”:  Enter your email address. The calculator will email you results. This process 
typically takes about 15 minutes to complete, but may take longer if the system is processing 
many requests.  You will receive an email when your results are ready. This input field only 
applies to the public version of the calculator.  




 




 
 




4. Getting Started 
As you start using the calculator, there are a few things to keep in mind: 




 Please allow at least 20 minutes for your results to be returned; results may take longer, even 




up to a few hours. 




 Input fields are not negotiable. This is a final version of the calculator. 




 Please contact your local Program Administrator for program questions. Contact information is 




listed at www.gosolarcalifornia.org/solarwater 




 If you experience technical difficulties please contact support at support@csithermal.com or 




888-323-3133. 




5. Assumptions 




 Collector Fluid:  




o 40% propylene glycol for all systems requiring an anti-freeze solution 




o water for drainback systems 




o water for direct forced circulation systems 




 




Fluid properties are constant during the simulation and were based on a 40 C (104 F) average 




fluid temperature. 




 







mailto:support@csithermal.com
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 Weather:  




California climate zone data in Energy+ format will be used to drive the annual simulations.  The 




wind speed required by the TRNSYS external pipe models and un-glazed solar collector models will 




be reduced to 30% of the value from the data file to account for local obstructions and near-surface 




effects. Solar shading of the collector surface is not accounted for in the TRNSYS simulations (but it 




easily could be) but rather used to provide a linear multiplier on the calculated rebate (calculated in 




the web tool).   The weather data is provided on an hourly basis and the TRNSYS program 




interpolates the data for us in its sub-hourly calculations (currently set to 1-minute timesteps). 




 




 Environment Temperature: 




The environment temperature for heat loss calculations for the storage tanks and tank/HX piping is 




assumed be that of semi-conditioned space.   The temperature of semi-conditioned space is defined 




to be 1/3 of the temperature difference from the ambient temperature to 72 F:  




Tenvironment = Tambient + (72 F – Tambient)/3 




 




 Flat Plate and Evacuated Tube Solar Collectors:  




o Parameters provided by the user selection of an OG100 solar thermal collector from the 




web site: 




 Gross collector area 




 collector intercept efficiency, 




 collector 1st- order loss coefficient and 2nd-order loss coefficients 




 as-tested flow rate 




 as-tested fluid description (water etc.) 




 1st-order and 2nd-order incidence angle modifiers coefficients for flat plate 




collectors 




 1st-order and 2nd-order transverse incidence angle modifiers coefficients and 




1st-order and 2nd-order longitudinal incidence angle modifiers coefficients for 




evacuated tube solar collectors. 




 




o Parameters provided by the user from the web site: 




 # of collector modules 




 Slope of collector surface (0=horizontal, 90=vertical) 




 Azimuth of collector surface (180=south,270=west, 0=north, 90=east) 




 # of panels in series per parallel flow path 




 




o Assumed parameters:  




 Thermal capacitance of the solar collectors is set to 10 kJ/m2.K 
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 50 thermal nodes (isothermal temperature section) per module along the flow 




path 




 




 Collector Piping: 




Assumed parameters:  




o All pipes in the model are assumed to be standard size Type L copper pipes sized to 




maintain 4’/second or less fluid velocity at peak flow conditions; up to a 2” nominal size.  




The inner and outer diameters for these commonly used copper pipes are listed below. 




 




Nominal 
Size 




Outer 
diameter 




Inner 
diameter 




3/8” 0.500” 0.430” 




1/2” 0.625” 0.545” 




5/8” 0.750” 0.668” 




3/4” 0.875” 0.785” 




1” 1.125” 1.025” 




1 ¼ “ 1.375” 1.265” 




1 ½ “ 1.625” 1.505” 




2” 2.125” 1.985” 




 




Beyond 2 inches, the inner diameter of the pipes are ideally sized to maintain the 4’/second 




criteria and the outer diameter is calculated based upon the ratio of the outer diameter to 




the inner diameter for the nominal 2” Type L copper pipe. 




o The total length of the collector loop piping (from the collector to the heat exchanger 




and back for indirect systems and from the collector to the tank and back for direct 




systems) is calculated as:   




Total Length = 50’ + 5’ * Number of Collector Modules 




 This length is divided equally amongst the collector supply and return lines. 




o All collector loop pipes are assumed to be insulated with ¾” pipe insulation with a 




thermal conductivity of 0.04 W/m.K (similar properties to an Aerogel-like material).   




o Internal and external fluid convection resistances are accounted for in the model.   




o Pipes have a temperature distribution along the flow direction (10 nodes per pipe) with 




the amount of stratification set from an earlier analysis that looked at simulation speed 




versus accuracy. 




o Collector pipes are assumed to be located outdoors and are exposed to the ambient 




temperature and reduced ambient wind speed for convective losses with long-wave 




radiation losses (emissivity=0.9) calculated based upon the sky temperature. 




 















16 




 




 Collector Pump: 




Assumed parameters:  




o Collector-side flow rate is set at 1 gallon per minute through each collector.  The total 




collector loop flow rate is then: 




 Gallons per Minute = # Collector Modules / # Collectors in Series per Parallel 




Loop 




o Pump power assumed to be a linear function of flow rate and set at 15 Watts/gpm.   




o The pump is assumed to have a motor efficiency of 90% and an overall efficiency of 




60%. 




 




 External Heat Exchanger (External HX Systems Only): 




Assumed parameters:  




o The external heat exchanger will be modeled as a constant-effectiveness heat exchanger 




with an effectiveness of 0.4 for all double-wall cases (separation of glycol and water). 




o The external heat exchanger will be modeled as a constant-effectiveness heat exchanger 




with an effectiveness of 0.5 for all single-wall cases (separation of water and water). 




o The heat exchanger has no thermal losses. 




o The effectiveness of the heat exchanger does not change with time (no fouling). 




 




 Tank/HX Pump (External HX Systems Only): 




Assumed parameters:  




o Tank-side volumetric flow rate is set equal to the collector-side volumetric flow rate. 




o Pump power assumed to be a linear function of flow rate and set at 15 Watts/gpm.   




o The pump is assumed to have a motor efficiency of 90% and an overall efficiency of 




60%. 




 




 Tank/HX Piping (External HX Systems Only): 




Assumed parameters:  




o All pipes in the model are assumed to be standard size Type L copper pipes sized to 




maintain 4’/second or less fluid velocity at peak flow conditions; up to a 2” nominal size.  




The inner and outer diameters for these commonly used copper pipes are listed below. 
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Nominal 
Size 




Outer 
diameter 




Inner 
diameter 




3/8” 0.500” 0.430” 




1/2” 0.625” 0.545” 




5/8” 0.750” 0.668” 




3/4” 0.875” 0.785” 




1” 1.125” 1.025” 




1 ¼ “ 1.375” 1.265” 




1 ½ “ 1.625” 1.505” 




2” 2.125” 1.985” 




 




o Beyond 2 inches, the inner diameter of the pipes are ideally sized to maintain the 




4’/second criteria and the outer diameter is calculated based upon the ratio of the outer 




diameter to the inner diameter for the nominal 2” Type L copper pipe. 




o The total length of the tank loop piping (from the tank to the heat exchanger and back) 




is set to 40’ with the length divided equally amongst the supply and return lines. 




o All tank loop pipes are assumed to be insulated with ¾” pipe insulation with a thermal 




conductivity of 0.04 W/m.K (similar properties to an Aerogel-like material).   




o Internal and external fluid convection resistances are accounted for in the model.   




o Pipes have a temperature distribution along the flow direction (10 nodes per pipe) with 




the amount of stratification set from an earlier analysis that looked at simulation speed 




versus accuracy. 




o Tank loop pipes are assumed to be located within semi-conditioned space and are 




exposed to a prescribed environment temperature for calculation of both the 




convective and long-wave radiation losses (emissivity=0.9).  The pipes are assumed to 




be in stagnant air (no air velocity) with a horizontal orientation for natural convection 




heat transfer calculations.   




 




 Solar Controller: 




Assumed parameters:  




o The controller used to turn on and off the collector-side pumps is assumed to be a 




differential controller with a 20 F turn-on deadband and a 5 F turn-off deadband.  The 




controller is sensing the collector fluid outlet temperature and a storage tank fluid 




temperature located near the bottom 1/3 of the storage tank (node 8 of 10 in the solar 




tank).   




o The controller does not allow short cycling of the pumps, enforcing a 5 minute minimum 




run-time and 5-minute minimum off-time condition.   




o The controller will also check the temperature of the storage tank; ceasing pump 




operation if the storage tank reaches 170 F.  The pump will only then be enabled when 




the storage tank temperature falls below 160 F. 
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o The controller also watches the collector fluid temperature and will turn on the pumps if 




the collector temperature reaches 300 F; provided the top of the solar storage tank has 




not reached the 175 safety limit.  The pumps will shut off when the collector 




temperature falls below 280 F or if the top of the storage tank reaches 170 F. 




o For direct forced-circulation systems, the controller will initiate pump operation when 




the temperature of the fluid in the collector falls to 35 F and will continue to run the 




pumps until the temperature at the collector outlet reaches 45 F. 




 




 Drainback Tank (If Present): 




Assumed parameters:  




o The volume of the drainback tank is set from a linear function of the number of collector 




modules and is set by:  Gallons = 10 + 2 *Modules 




o The heat loss coefficient for the drainback tank is set to 3 kJ/h.m2.K 




o The drainback tank is assumed to be rectangular in shape with the height being 2/3 the 




length of the sides.   




o The drainback tank is assumed to be fully mixed at all times. 




o The drainback tank is assumed to be located within semi-conditioned space. 




 




 Solar Storage Tank: 




o Parameters provided by the user from the web site for the storage tank: 




 Total nominal volume of primary storage (gallons) 




 Number of identical primary solar storage tanks 




 Type of auxiliary heat input (electric, gas, or gas tankless) 




 Nameplate auxiliary heating input rate for 1-tank systems  




 




The primary (solar) storage tank for this project, for systems with immersed heat exchangers, is 




based loosely on the popular 120 gallon version of the Bradford-White PowerStor storage tank 




(immersed heat exchanger).    Detailed model calibrations have been done in TRNSYS in order to 




set the immersed heat exchanger free convection parameters for this storage tank such that the 




results from the model closely match the published I=B=R ratings for the tank.   




Assumed parameters:  




o The fluid volume is 90% of the user-provided nominal storage volume 




o The solar storage tank will be modeled as a single storage tank with parameters chosen 




to mimic a user-specified number of storage tanks connected in parallel. 




o The tanks are assumed to be located within semi-conditioned space. 
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o Stratification is modeled in the storage tank through the use of 10 uniform-temperature 




layers (nodes) in the storage tank.   




o The overall heat loss coefficient of each solar storage tank is calculated using an 




algorithm provided by ASHRAE Standard 90.1-2007, Addendum k, Table 7.8.   




 For solar storage tanks with electric backup and having less than or equal to 12 




kW of rated heating capacity, the energy factor for the tank is calculated as 




0.97-0.00132*Gallons.  From the calculated energy factor, the heat loss 




coefficient of the storage tank can be derived. 




 For solar storage tanks with electric backup and having greater than 12 kW of 




rated heating capacity, the heat loss in BTU/h from the storage tank at a water-




to-air temperature difference of 70 F is calculated as 20+35*√Gallons.  From the 




calculated heat loss, the heat loss coefficient of the storage tank can be 




determined. 




 For solar storage tanks with gas back-up, the assumption is made that the 




heating system is external to the storage tank (gas boiler with an immersed heat 




exchanger etc.).  The storage tank can then be described as an un-fired storage 




tank with a corresponding level of insulation of R12.5.  The losses for the 




modeled tank are doubled from the theoretical R12.5 insulation to account for 




thermal shorts and other tank heat loss as done in the SRCC OG300 standard. 




 For solar storage tanks in preheat systems (no auxiliary heat input) , the 




assumption is made that the tank is an un-fired storage tank with a 




corresponding level of insulation of R12.5.  The losses for the modeled tank are 




doubled from the theoretical R12.5 insulation to account for thermal shorts and 




other tank heat loss as done in the SRCC OG300 standard. 




 




The total heat loss coefficient for all of the solar storage tanks is then calculated and a 




single storage tank, with the same height-to-diameter ratio, a volume equal to the 




volume of all the individual storage tanks, and an effective heat loss coefficient that 




provided the same total heat loss coefficient as the sum of the individual tanks, is then 




modeled. 




o The ratio of the height of the solar storage tank  to the diameter of the solar storage 




tank is assumed to be that of the 120 gallon storage tank; 2.608:1 




o In all systems where water is heated by the collector loop and returned to the storage 




tank, the heated water is assumed to enter at the very top of the storage tank (node 1) 




unless the primary storage tank contains an auxiliary heating system (electric or gas but 




not gas tankless).  In the case where the solar storage contains an auxiliary heating 




system, the heated water enters the tank just below the heated section of the storage 




tank (node 4).  The return water to the collector loop is assumed to occur from the 




bottom of the solar storage tank (node 10). 
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o The mains water enters at the very bottom of the storage tank (node 10) and exits at 




the very top of the storage tank (node 1).  Cold water inlets through a diptube are not 




considered in this analysis. 




 




If the system configuration in question has an immersed heat exchanger then the following 




assumptions apply: 




o Immersed heat exchangers separating glycol from potable water are assumed to be 




double-wall heat exchangers while immersed heat exchangers separating water from 




potable water are assumed to be single-wall heat exchangers. 




o The inner diameter of the coiled tube heat exchanger piping is set to 0.03306 meters 




and the outside diameter of the coiled tube heat exchanger is set to 0.03810 meters.  




These values are based on published data for the Powerstor series storage tanks. 




o The length of each heat exchanger coiled tube is 11.02 meters (this value is based on 




published data for the Powerstor series storage tanks) 




o The thermal conductivity of the heat exchanger material is assumed to be 50 kJ/h.m.K 




for double-wall immersed heat exchangers and 150 kJ/h.m.K for single-wall immersed 




heat exchangers.  These values were used in the calibration of the tank model to 




published data for the Powerstor series tanks which allowed us to set the natural 




convection coefficients to best match the published performance data (different for 




single and double-wall cases). 




o The diameter of the coiled tube heat exchanger was set to 0.3508 meters with a tube-




to-tube spacing of 0.05588 meters. 




o The number of identical coiled tube heat exchangers in the storage tank is calculated 




based on the ratio of the total user-specified solar storage tank volume to the volume of 




the 120 gallon base tank (with a non-integer number of heat exchangers possible). 




o The coiled tube heat exchanger is located near the bottom of the storage tank with the 




uppermost sections in node 6 (heated fluid entrance) and the lowermost sections in 




node 9 (heated fluid exit). 




o When the heat exchanger is charging the solar storage tank, a convective mixing loop is 




assumed to occur with heated fluid rising from the heat exchanger to the top of the 




storage tank (or just below the auxiliary heated section of the tank), turning, and 




returning to the bottom of the storage tank.  The mass flow rate of this convective loop 




is strictly a function of the volume of the fluid that is unheated by the auxiliary heater; 




150 kg/h for tanks without auxiliary heat and 100 kg/h for tanks with the upper section 




heated by auxiliary.  These values were obtained by matching TRNSYS simulation models 




to measured SDHW performance for tanks similar in construction to the Powerstor 




series of tanks.  These convective mixing flow rates are then multiplied by the ratio of 




the total solar storage volume to 120 gallons. 




 




If the system configuration in question has an auxiliary heating system in the primary storage tank 




then the following assumptions apply: 
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o The upper 30% of the primary storage tank is assumed to be heated by auxiliary. 




o The efficiency of the heating device is set by the type of device; 0.98 for electric systems 




and 0.82 for gas systems. 




o The capacity of the auxiliary heating device is provided by the user in the web tool. 




o The capacity of the auxiliary heating device for the base system (comparison system) is 




calculated by doubling the rate of energy required to raise the maximum hourly hot 




water draw from the mains water temperature to the user-specified hot water auxiliary 




setpoint temperature. 




o The setpoint of the auxiliary-heated section of the tank is provided by the user with an 




assumed 5 degree Fahrenheit deadband temperature difference for the controller. 




o The thermal losses from the auxiliary heater to the environment, and from any exposed 




pipes in the auxiliary heating system, are ignored. 




o The small parasitic pump power (if any) associated with the auxiliary heating system is 




ignored. 




 




 Auxiliary Storage Tank (If Present): 




Parameters provided by the user from the web site for the auxiliary storage tank: 




o Nominal volume of auxiliary storage tank (gallons) 




o Number of identical auxiliary storage tanks 




o Type of auxiliary heat input (electric, gas, or gas tankless) 




o Nameplate auxiliary heating input rate for back-up system 




 




The auxiliary storage tank for this project is also based loosely on the 120 gallon version of the 




Bradford-White PowerStor storage tank.       




Assumed parameters:  




o The fluid volume is 90% of the user-provided nominal storage volume 




o The auxiliary storage tank will be modeled as a single storage tank with parameters 




chosen to mimic a user-specified number of auxiliary storage tanks connected in 




parallel. 




o The tank is assumed to be located within semi-conditioned space. 




o Stratification is modeled in the storage tank through the use of 10 uniform-temperature 




layers (nodes) in the storage tank.   




o The overall heat loss coefficient of each storage tank is calculated using an algorithm 




provided by ASHRAE Standard 90.1-2007, Addendum k, Table 7.8.   




 For storage tanks with electric backup and having less than or equal to 12 kW of 




rated heating capacity, the energy factor for the tank is calculated as 0.97-




0.00132*Gallons.  From the calculated energy factor, the heat loss coefficient of 




the storage tank can be derived. 
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 For storage tanks with electric backup and having greater than 12 kW of rated 




heating capacity, the heat loss in BTU/h from the storage tank at a water-to-air 




temperature difference of 70 F is calculated as 20+35*√Gallons 




 For storage tanks with gas back-up, the assumption is made that the heating 




system is external to the storage tank (gas boiler with an immersed heat 




exchanger etc.).  The storage tank can then be described as an un-fired storage 




tank with a corresponding level of insulation of R12.5.  The losses for the 




modeled tank are doubled from the theoretical R12.5 insulation to account for 




thermal shorts and other tank heat loss as done in the SRCC OG300 standard. 




 




The total heat loss coefficient for all of the auxiliary storage tanks is then calculated and 




a single storage tank, with the same height-to-diameter ratio, a volume equal to the 




volume of all the individual storage tanks, and an effective heat loss coefficient that 




provided the same total heat loss coefficient as the sum of the individual tanks, is then 




modeled. 




 




o The ratio of the height of the auxiliary storage tank  to the diameter of the auxiliary 




storage tank is assumed to be that of the 120 gallon storage tank; 2.608:1 




o The heated water from the storage tank enters at the very bottom of the storage tank 




(node 10) and exits at the very top of the storage tank (node 1).  A diptube is not 




considered in this analysis. 




o The return water from the recirculation loop (if enabled) enters at the very bottom of 




the storage tank (node 10) and exits at the very top of the storage tank (node 1).   




o If the auxiliary storage tank has an electric heating system then the tank is heated by 




two immersed electrical heating elements.  The uppermost heating element, and its 




associated thermostat, is situated such that the upper 30% of the auxiliary storage tank 




is heated (node 3). The lower heating element, and its associated thermostat, is situated 




such that the upper 70% of the auxiliary storage tank can be heated by this heating 




element (node 7).  The upper heating element is controlled to maintain the temperature 




at the user-specified set point temperature with a temperature deadband of 15 F.    The 




lower heating element is controlled to maintain the temperature at the user-specified 




set point temperature with a temperature deadband of 5 F.  The heating elements are 




controlled in a master/slave arrangement where the lower heating element is only 




enabled if the upper heating thermostat is satisfied. The efficiency of the electric 




heating devices is 0.98.  The capacity of each auxiliary heating device is calculated by 




halving the user-specified auxiliary heating rate.  The capacity of each auxiliary heating 




device in the base system is calculated by doubling the rate of energy required to raise 




the maximum hourly hot water draw from the mains water temperature to the user-




specified hot water auxiliary setpoint temperature. 




o If the auxiliary storage tank has a gas heating system then the entire tank is heated from 




the bottom (node 10) by a gas heat source with an efficiency of 0.82.  The thermostat 




for the heating system is located near the bottom of the tank (node 9) and is controlled 
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to maintain the user-specified temperature setpoint with a temperature deadband of 5 




F.  The capacity of the auxiliary heating device is then simply the user-specified auxiliary 




heating rate.  The capacity of the auxiliary heating device in the base system is 




calculated by doubling the rate of energy required to raise the maximum hourly hot 




water draw from the mains water temperature to the user-specified hot water auxiliary 




setpoint temperature. 




 




 Tankless Gas Water Heater (If Present): 




Assumed parameters:  




o The tankless water heater in the solar system has a user-defined capacity and the 




tankless water heater in the base system has an unlimited capacity to meet the hot 




water demand. 




o The capacity is perfectly adjustable such that device exactly meets the temperature 




demand. 




o The efficiency of the tankless water heater is 0.82 for gas tankless systems and 0.98 for 




electric tankless systems. 




o No thermal losses or parasitic energy consumption is modeled. 




o The setpoint temperature for the tankless system is set to the desired water delivery 




temperature (a user-specified value). 




 




 Tempering Control: 




The system is assumed to have two separate tempering valves which restrict the delivery 




temperature of the heated water by bypassing part of the mains water stream around the storage 




tank and mixing it back in with the heated water coming from the tank.  The first tempering valve 




(only for a two tank system) limits the temperature of the water leaving the solar storage tank on 




the load-side to 160 F (limit on temperature entering the auxiliary storage tank).  The second 




tempering valve limits the temperature of the water being delivered to the load to the user-




specified hot water delivery temperature. 




 




 DHW Loads: 




Parameters provided by the user from the web site: 




o Daily hot water consumption (gallons) 




o DHW Profile 




The table at the end of this document lists the hourly fraction of daily hot water consumption 




for each of the draw profiles available to the user. 
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Assumed parameters:  




o The minimum flow rate at any time is assumed to be at 0.5 gallons per minute. For 




example if at 2 am the draw schedule and draw volume dictate that the total amount of 




hot water drawn over the hour is 2 gallons, then the system will deliver 0.5 gpm of 




heated water for 4 minutes at the beginning of the hour and sit idle for the remainder of 




the hour (as opposed to drawing 2 gallons per hour for the entire hour).  This is done to 




avoid the unrealistic continuous trickle of hot water over an hour which can occur 




during low-draw periods. 




o The main water temperature is based upon an algorithm developed by NREL based on 




measured data and is a function of the time of year and the monthly average ambient 




air temperatures for the location.  This mains water temperature profile is on average 




about 6 degrees Fahrenheit warmer than the algorithm used in the OG-300 rating 




program (F-Chart method).  This will significantly alter the results when compared with 




standard OG-300 systems. 




 Hot Water Delivery Pipes: 




Assumed parameters:  




o All hot water pipes in the model are assumed to be standard size Type L copper pipes 




sized to maintain 4’/second or less fluid velocity at peak flow conditions; up to a 2” 




nominal size.  The inner and outer diameters for these commonly used copper pipes are 




listed below. 




 




Nominal 
Size 




Outer 
diameter 




Inner 
diameter 




3/8” 0.500” 0.430” 




1/2” 0.625” 0.545” 




5/8” 0.750” 0.668” 




3/4” 0.875” 0.785” 




1” 1.125” 1.025” 




1 ¼ “ 1.375” 1.265” 




1 ½ “ 1.625” 1.505” 




2” 2.125” 1.985” 




 




Beyond 2 inches, the inner diameter of the pipes are ideally sized to maintain the 4’/second 




criteria and the outer diameter is calculated based upon the ratio of the outer diameter to 




the inner diameter for the nominal 2” Type L copper pipe. 




 




o The DHW load is assumed to be removed at two points in the system; one-half of the 




load is removed at the half-way point down the pipe run and the remaining load is 




removed at the end of the pipe run. 
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o The length of the hot water pipe from the storage/heating system to the first load point 




is calculated as:    Pipe Length = 25’ + 0.05’ * Gallons of Hot Water Usage per Day 




o The length of the hot water pipe from the first load point to the second load point is 




calculated as:     Pipe Length = 25’ + 0.05’ * Gallons of Hot Water Usage per Day 




o All DHW pipes are assumed to be insulated with ¾” pipe insulation with a thermal 




conductivity of 0.04 W/m.K (similar properties to an Aerogel-like material).   




o Internal and external fluid convection resistances are accounted for in the model.   




o Pipes have a temperature distribution along the flow direction (10 nodes per pipe) with 




the amount of stratification set from an earlier analysis that looked at simulation speed 




versus accuracy. 




o All DHW pipes are assumed to be located within semi-conditioned space and are 




exposed to a prescribed environment temperature for calculation of both the 




convective and long-wave radiation losses (emissivity=0.9).  The pipes are assumed to 




be in stagnant air (no air velocity) with a horizontal orientation for natural convection 




heat transfer calculations.   




 Recirculation Pump (If Present): 




Assumed parameters:  




o The constant-speed recirculation pump power will operate 24 hours a day, 7 days a 




week with a motor efficiency of 90% and an overall pump efficiency of 60%. 




o The flow rate for the circulation loop pump was set from a linear relationship assumed 




between a typical value for a small system and a typical value for a large system.  The 




flow rate is calculated as: 




o Pump Flow (gpm) = 0.5 + Gallons of Hot Water Usage per Day / 1000 




o The power for the circulation loop pump was set from a linear relationship assumed 




between a typical value for a small system and a typical value for a large system.  The 




pump power draw is calculated as: 




Pump Power (hp) = 1/25 + Gallons of Hot Water Usage per Day / 50,000 




 




 Recirculation Loop (If Present): 




Assumed parameters:  




o The length of the recirculation loop pipe from the end of the supply line back to the 




heating device is equal to the length of the pipe run from the heating device to the 




second (and final) load draw point: 




o Pipe Length = 50’ + 0.1’ * Gallons of Hot Water Usage per Day 




o The diameter of the recirculation loop piping is assumed to be the same as the hot 




water supply pipes. 




o All recirculation loop pipes are assumed to be insulated with ¾” pipe insulation with a 




thermal conductivity of 0.04 W/m.K (similar properties to an Aerogel-like material).   
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o Internal and external fluid convection resistances are accounted for in the model.   




o Pipes have a temperature distribution along the flow direction (10 nodes per pipe) with 




the amount of stratification set from an earlier analysis that looked at simulation speed 




versus accuracy. 




o All recirculation loop pipes are assumed to be located within semi-conditioned space 




and are exposed to a prescribed environment temperature for calculation of both the 




convective and long-wave radiation losses (emissivity=0.9).  The pipes are assumed to 




be in stagnant air (no air velocity) with a horizontal orientation for natural convection 




heat transfer calculations.   




o For single-tank systems, the recirculation fluid enters the primary storage tank at the 




height of the auxiliary heat inlet to the tank (node 3) and exits at the top of the storage 




tank such that the remainder of the tank is not heated by the auxiliary energy source 




and this energy is not sent out into the collector loop. 




o For two-tank systems, the recirculated fluid enters the bottom of the auxiliary storage 




tank (node 10) and exits at the top of the storage tank. 




o For gas tankless water heater systems, the recirculated fluid is returned to the inlet of 




the tankless water heater and mixed with heated water from the primary storage tank. 




 Base DHW System: 




Assumed parameters:  




o The base water heating system is driven by the same water draw profile and mains 




water temperature as the SDHW system. 




o When compared against single-tank SDHW systems with integral auxiliary heat, the base 




DHW storage tank will have the same volume, height, and heat loss coefficients as the 




primary solar storage tank. 




o When compared against two-tank SDHW systems, the base DHW storage tank will have 




the same volume, height, and heat loss coefficients as the auxiliary solar storage tank. 




o When compared against tankless SDHW systems, there will be NO base DHW storage 




tank.   




o The base DHW tank, or tankless water heater, is assumed to be located within semi-




conditioned space. 




o Stratification is modeled in the base DHW storage tank through the use of 10 uniform-




temperature layers (nodes) in the storage tank.   




o The mains water enters at the very bottom of the storage tank (node 10) and exits at 




the very top of the storage tank (node 1).  A diptube is not considered in this analysis.  




For tankless systems, the mains water mixes with any recirculated water before entering 




the tankless water heater. 




o For DHW systems with a storage tank, the return water from the recirculation loop (if 




enabled) enters at the very bottom of the storage tank and exits at the very top of the 




storage tank.   
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The California Investor Owned Utilities (IOUs) are actively supporting the California Energy Commission (CEC) in developing the state’s 
building energy efficiency standard (Title 24). Their joint intent is to achieve significant energy savings through the development of 
reasonable, responsible, and cost­effective code change proposals for the 2011 code update.  
 
Through Codes and Standards Enhancement (CASE) Studies, the C&S Program provides standards and code­setting bodies with the technical 
and cost­effectiveness information required to make informed judgments on proposed regulations for promising energy efficiency design 
practices and technologies. As part of the IOU effort, we invite you to fill out this survey and help shape the next cycle of building codes. 
 
The objective of this brief 13­question survey is to seek information regarding design practices, performance, cost and challenges associated 
with multifamily solar water heating systems. Intended audience for this survey are solar water heating system designers, installers and 
contractors with experience in systems for multifamily buildings. 




1. What type of solar service(s) does your company provide? 




2. What type of solar system(s) does your company work with? 




3. How many years has the company been in this business? 
 




 
1. General




 




Equipment manufacturing
 




gfedc




Design
 




gfedc




Contracting/Install
 




gfedc




Other (please specify)
 




 
gfedc




Photovoltaic
 




nmlkj




Solar water heating (SWH)
 




nmlkj




Both
 




nmlkj
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4. For multifamily buildings, please estimate the number of SWH projects your company 
has been involved with by system type in the past 2 years: 




5. Have you noticed any regional or location specific differences in the choice of system 
type in your projects? 




6. Please provide the number of your projects which are part of new construction vs. 
retrofit as they relate to multifamily SWH systems in the past 2 years: 




 
2. Multifamily Project Experience




Integral collector­storage (ICS)




Thermosiphon




Drainback




Active Closed Loop (Glycol)




Direct Forced Circulation




Evacuated Tube Collector




Other, please specify and provide # of projects




New




Retrofit




 




No
 




nmlkj




Yes. Please specify what the differences are and why do you think these differences exist.
 




 




nmlkj
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7. What tools do you use for system sizing, system performance and utility cost savings 
estimates?  




 




8. Are these tools different for single family, multifamily and commercial applications?  




9. Have you monitored performance of multifamily SWH systems that your company has 
been involved with? If you do, and you're willing to share the data with us, please 
provide your name and contact info below. 
*All data received will be held in the strictest of confidence and will not be identified to 
protect your privacy. 




10. Do you have any installed multifamily SWH systems cost information available? If 
you do, and you're willing to share the data with us, please provide your name and 
contact info below (or indicate "same as above"). 
*All data received will be held in the strictest of confidence and will not be identified to 
protect your privacy. 




 
3. Design, Performance and Cost




55




66




Name:




Company:




Email Address:




Phone Number:




Name:




Company:




Email Address:




Phone Number:




 




No
 




nmlkj




Yes. Please Explain.
 




 




nmlkj
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11. From your experience, what are some design aspects and considerations 
specifically associated with multifamily­scaled SWH systems? 




 




12. What do you think are the market barriers for wider adoption of multifamily SWH 
systems? Please rank. 




13. Please provide information on other issues you may have encountered relating to 
SWH systems for multifamily buildings. 




 




 
4. Barrier/Potential Difficulties




55




66




1st 2nd 3rd 4th




Lack of knowledge on technology in general public nmlkj nmlkj nmlkj nmlkj




Equipment availability nmlkj nmlkj nmlkj nmlkj




Lack of trained installers nmlkj nmlkj nmlkj nmlkj




Overall economics (long payback period, low life­cycle cost savings, etc.) nmlkj nmlkj nmlkj nmlkj




55




66




Other (please rank and specify) 




55




66











				text_191233719_0: 



				input_191232058_20_2373646714_0: Off



				input_191232058_20_2373646716_0: Off



				input_191232058_20_2373646718_0: Off



				input_191232058_20_2373646710_0: Off



				other_191232058_2373646710: 



				input_191233528_10_0_0: Off



				text_191232050_2597870012: 



				text_191232050_2597870013: 



				text_191232050_2597870014: 



				text_191232050_2597870015: 



				text_191232050_2597870016: 



				text_191232050_2597870017: 



				text_191232050_2597870018: 



				text_191232052_2597870681: 



				text_191232052_2597870682: 



				input_191232051_10_0_0: Off



				other_191232051_2377469599: 



				text_191232053_0: 



				text_191232054_2377472608: 



				text_191232054_2377472609: 



				text_191232054_2377472616: 



				text_191232054_2377472617: 



				text_191232055_2377473599: 



				text_191232055_2377473600: 



				text_191232055_2377473607: 



				text_191232055_2377473608: 



				input_191234271_10_0_0: Off



				other_191234271_2373655189: 



				text_191232056_0: 



				input_191232057_60_2373624480_0: Off



				input_191232057_60_2373624481_0: Off



				input_191232057_60_2373624482_0: Off



				input_191232057_60_2373624483_0: Off



				text_191234339_0: 



				text_191232057_0: 














_1367839573.pdf






Solar Hot Water Heating Pre-Plumbing 
Installation Requirements and Guidelines 
 




 




Purpose: 




The purpose of these requirements are to reduce the costs and increase the ease of retrofitting 
buildings in the future to include a solar hot water heating system.  Installing empty electrical conduit 
and water pipes to the roof area during construction of a new building is very inexpensive compared 
with the significant costs of retrofitting an existing building if future owners wish to install solar hot 
water heating.  In situations where it would be impractical to install a solar hot water system at a 
particular site an exception may be granted by the Chief Building Official. 
 
Applicability: 




These requirements are applicable to: 




§ All new single and two-family dwellings 




§ New multi-family dwellings where each unit extends vertically from the foundation to the roof or 
where buildings have a central water heating system that serves all the units.  




Note: The use of tank-less water heaters does not exempt these pre-plumbing/piping requirements. 




Installation Requirements: 




§ Two ¾” copper pipes and one ¾” electrical metallic tubing (EMT) conduit, shall be stubbed out a 
minimum of 6” above the roof, capped off and provided with roof jacks for a future solar water 
heating system.  The pipe and conduit shall be run to the location of the water heater, be capped 
off and be readily accessible. 




§ Locations for both pipes and conduit will be to the largest roof area that is south facing, or 
secondarily to the largest west facing roof area.  The area of roof penetrated should be at least 
300 square feet and not subject to shading by trees, chimneys or mechanical equipment. 




§ Pipes shall be sloped at least ¼” per foot of run from the upper capped end at the roof to the 
lowest capped end at the storage tank.  This will enable drainage for freeze protection and 
maintenance. 




§ Both pipes and conduit shall be run and properly supported the entire length of the building to the 
area where the storage tank will be placed.  At the outlet a permanent durable sign shall be 
posted stating: “Caution: Non-potable water.  Do not drink.” 




§ Any notching and boring of studs or top plates shall be strapped/nail plated to provide protection 
for the pipe/conduit and shall reestablish the structural integrity of the members (per Chapter 23 
of the California Building Code in effect at the time of plan check approval). 




§ Pipe insulation shall have at least a 1” thick wall and be rated to 212 degrees F. 




§ Work shall comply with the Plumbing and Electrical codes in effect at the time of plan check 
approval. 




§ Pre-plumbing/piping shall be complete for rough frame inspection. 




§ Water pipes shall be pressure tested at a minimum of 50 pounds per square inch for a period of 
not less than 15 minutes. 
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Sheet1


			Site Index 			Climate Zone 			Occupancy Type 			Number of Units 			Average Unit Area (sqft) 			Number of Stories 


			Partial On-site Study Buildings


			9-OAL			3			Affordable			8			n/a			2


			5-SAP			12			Market rate			11			700			2


			13-HOB			9			Market rate			12			700			2


			6-SAC			12			Market rate			16			650			2


			15-HOC			8			Market rate			16			550			2


			18-SAP			12			Market rate			16			700			2


			12-HOB			9			Market rate			20			550			2


			14-HOL			9			Affordable			25			580			3


			2-BKS			3			Senior			27			475			4


			3-BKS			3			Senior			27			475			4


			4-BKU			3			Affordable			35			995			3


			16-HOL			8			Affordable			35			n/a			3


			10-OAL			3			Affordable			36			n/a			3


			20-OAO			3			Market rate			38			n/a			3


			1-SFB			3			Senior			40			712			4


			21-LAE			10			Market rate			60			n/a			4


			19-SFP			3			Affordable			65			n/a			5


			7-DAK			12			Student			88			200			4


			8-DAL			12			Student			88			200			4


			17-DAR			12			Student			200			100			2,3


			11-SFF			3			Affordable			n/a			n/a			3


			Full On-site Study Buildings


			G-LAB			9			Market rate			20			550			2


			H-LAR			10			Market rate			20			685			2


			C-SFH			3			Senior			40			750			3


			F-SAA			12			Affordable			49			770/1190			5


			E-SFF			3			Affordable			82			900			5


			A-SAM			12			Senior			87			600			3


			B-SFD			3			Affordable			98			787			4


			D-DAE			12			Student			250			150			3
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available program materials, in-depth interviews with program staff, a program theory meeting with program stakeholders, 3,884 interviews with program participants, and 1,110 interviews with non-participants. (The research tasks, as established in coordination with the CPUC during the planning stage, are described in depth in the Methodology for the HEES Evaluation section of this report.)
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􀁸- Satisfaction with program processes

􀁸- Perceptions of the current HEES survey format and length

􀁸- Usefulness of each component of the energy report

􀁸- Customer adoption of program recommendations

􀁸- The ability of HEES to channel customers into other energy efficiency programs.
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sample size and extend the monitoring period.



This report presents the results of that study, which was conducted in the service territories of Pacific Gas & Electric Company, Southern California Edison Company (SCE), and San Diego Gas & Electric Company. The metering period was July 2003.October 2004, and 369 homes across the state participated. The study attempted to monitor all interior fixtures in which a CFL was installed. To be included in the study, households were required to have at least one interior fixture with a CFL.
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			8			SCE Residential Room Air-Conditioner Recycling Scoping Study - RLW Analytics - No Date						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Southern California Edison Residential Room Air-Conditioner Recycling Scoping Study.pdf			Background:SCE has been ordered by the CPUC to initiate a room air conditioner (RAC) recycling program directed at impacting residential room air-conditioner energy consumption and demand. This new program has been proposed by ARCA, and may be similar to the refrigerator recycling program

currently offered by SCE.



Objectives: The objectives of this study were to:

a.) Determine what customers do with old room air-conditioners; (i.e., resell, trade-in, or dispose of)

b.) Investigate which other utilities/stakeholders offer similar programs, and if so how these programs are operating; and

c.) Utilize other secondary data sources like the statewide lighting and appliance saturation database to glean informational data on room air-conditioners in SCE’s service territory.


			9			Process Evaluation for the 2004-2005 Statewide Home Energy Efficiency Survey Program (HEES) - Final Report  - Opinion Dynamics Corporation - January 12, 2007						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\Process Evaluation for the 2004-2005 Statewide Home Energy Efficiency Survey Program (HEES)_2007.pdf			The 2004-2005 Statewide Home Energy Efficiency Survey Program (HEES) evaluation effort included a process evaluation and a pilot impact study.1 This report presents the results of the process evaluation.



As part of this effort, we conducted: an extensive review of the current tracking systems and available program materials, in-depth interviews with program staff, a program theory meeting with program stakeholders, 3,884 interviews with program participants, and 1,110 interviews with non-participants. (The research tasks, as established in coordination with the CPUC during the planning stage, are described in depth in the Methodology for the HEES Evaluation section of this report.)


			10			RCX ECONOMIC ANALYSIS REPORT - Alhambra Courthouse - Retro-commissioning Program - EMC Engineers - Feb. 7., 2006						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\Work Papers\References\Alhambra CH eQUEST Report - Revised_Rev0.pdf			Southern California Edison (SCE), Southern California Gas Company (SCG), and the County of Los Angeles (LACo), also known as the “Partnership”, are implementing a facility retro-commissioning (RCx) program under the sponsorship of the California Public Utilities Commission (CPUC). The program is funded by California utility customers through the Public Goods Charge (PGC).



The purpose of the RCx program is to optimize the operation of heating, ventilating, and airconditioning (HVAC) systems in existing LACo buildings. Retro-commissioning is a process of verifying that installed equipment is operating efficiently and is capable of providing the services necessary to meet building occupants’ needs. Building optimization through the RCx program should fulfill the following goals.
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The purpose of the RCx program is to optimize the operation of heating, ventilating, and airconditioning (HVAC) systems in existing LACo buildings. Retro-commissioning is a process of verifying that installed equipment is operating efficiently and is capable of providing the services necessary to meet building occupants’ needs. Building optimization through the RCx program should fulfill the following goals.


			12			AC Energy Hog Roundup Program - Appendix - Athens Research - January 20, 2007						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Appendix- AC Energy Hog Roundup Program_2007.pdf			This is a redraft of an informal memo to you (November 5, 2006), concerning the estimation of remaining useful life by current age of HVAC appliance.  As I understood the purpose of the task, a table relating appliance age to remaining useful life (and proportion of appliances still functioning in place) was needed to estimate savings expected in an early replacement program. In general, tables like this may be useful in early replacement programs where some defensible estimate of the life expectancy for the replaced equipment is needed; in some cases they can be generated through ad hoc use of retention studies that have provided survival model parameters.


			13			Improved Ways to Measure Residential Duct Leakage Draft Final (ASHRAE) - Ecotope, Inc - March 7, 2002						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\O&M\Improved Ways to Measure Residential Duct Leakage_2002.pdf			Overview: The thermal efficiency of forced-air distribution systems in residential buildings has been the focus of substantial research and many utility programs for more than a decade (see Robison and Lambert 1988; Modera 1989; Parker 1989; Cummings et al. 1990; Olson et al. 1993; Palmiter, Olson, and Francisco 1995; Jump, Walker, and Modera 1996; Siegel et al. 1996; and Davis et al. 1997 for a sampling of previous work on this subject).  This work has shown that ducts can lose a significant amount of conditioning energy via leakage and conduction.  Mathematical models have been developed to estimate the thermal efficiency of ducts from several measured parameters.  One such mathematical model has become the foundation for ASHRAE Standard 152P (ASHRAE 2001).


			14			Appendix B - Table of Standard Fixture Wattages - Dec. 15, 2005						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Other\2006 SPC Manuals\SCE B Standard Fixture Watts.pdf			The 2006 Table of Standard Fixture Wattages was generated under the following guidelines:



1. All fixtures must comply with Title 10 of the Code of Federal Regulations (same as CWT) as well as California’s Title 24 Regulations; and



2. All fixtures using 4-foot or U-tube “standard” 40 W fluorescent lamps (F40T12 or FU40T12) are excluded, with the exception of equivalent “standard” high-output and instant-start fixtures. All fixtures with 8-foot “standard” 75 W lamps (F96T12) are excluded as well as all

fixtures with 8-foot “high output” 110 W lamps (F96T12HO).



The motivation for the exclusion of these “standard” lamp fixtures is that most “cool-white” and “warm-white” general purpose lamps of the above types do not meet federal code (Title 10).



New codes that do not conform to these guidelines will not be added to the 2006 table. Lighting fixtures are uniquely identified based on the first five columns of the table (Fixture Code, Lamp Code, Ballast Type, Nominal Watts/Lamp, and Lamps/Fixture).


			15			2002 Building Efficiency Assessment Study - An Evaluation of the Savings By Design Program - Final Report - RLW Analytics - July 2004						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\Work Papers\References\BEA_2002_Final_Report_Rev0.pdf			The 2002 Building Efficiency Assessment Study was performed on behalf of Southern California Edison Company, under the direction of Douglas Mahone and Cathy Chappell of the Heschong Mahone Group.



This document is the final report for the Building Efficiency Assessment (BEA) study for the statewide Non-Residential New Construction (NRNC) program area for 2002. This report contains summary results for both program participants of Savings By Design (SBD) and program non-participants. Savings By Design is the statewide NRNC energy efficiency program administered and implemented by Pacific Gas and Electric Company, San Diego Gas and Electric Company, Southern California Edison Company, and Southern California Gas Company, also known as the California investor-owned utilities (IOUs). The 2002 Building Efficiency Assessment Study does not include Southern California Gas Company program participants.



The key objectives of the study are to:



• Develop impact estimates for the gross whole building energy and demand savings resulting from the Savings By Design program,

• Develop impact estimates of both incented and non-incented measure categories, 

• Develop estimates of both free-ridership and spillover at the measure and end-use level,

• Develop net savings results, and

• Provide a process evaluation of the SBD program from the perspective of the

program participants.


			16			2003 Building Efficiency Assessment Study - An Evaluation of the Savings By Design Program - Final Report - RLW Analytics - July 2005 (Updated)						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\GRR\2003 Building Efficiency Assessment Study-An Evaluation of the Savings By Design Program_2005 .pdf			The 2002 Building Efficiency Assessment Study was performed on behalf of Southern California Edison Company, under the direction of Douglas Mahone and Cathy Chappell of the Heschong Mahone Group.



This document is the final report for the Building Efficiency Assessment (BEA) study for the statewide Non-Residential New Construction (NRNC) program area for 2002. This report contains summary results for both program participants of Savings By Design (SBD) and program non-participants.



Savings By Design is the statewide NRNC energy efficiency program administered and implemented by Pacific Gas and Electric Company, San Diego Gas and Electric Company, Southern California Edison Company, and Southern California Gas Company, also known as the California investor-owned utilities (IOUs). The 2002 Building Efficiency Assessment Study does not include Southern California Gas Company program participants.



The key objectives of the study are to:



• Develop impact estimates for the gross whole building energy and demand savings resulting from the Savings By Design program,

• Develop impact estimates of both incented and non-incented measure categories, 

• Develop estimates of both free-ridership and spillover at the measure and end-use level,

• Develop net savings results, and

• Provide a process evaluation of the SBD program from the perspective of the

program participants.


			17			Effective Useful Life Values for Major Energy Efficiency Measures - Appendix F						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Appendix F-Effective Useful Life Values for Major Energy Efficiency Measures.pdf			EFFECTIVE USEFUL LIFE VALUES FOR MAJOR ENERGY EFFICIENCY MEASURES


			18			Cost Data for Supporting Documents - No Author - No Date						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2005\Cost Data_Rev0.pdf			This paper include cost data for all types of energy savings eqiupment including measures.


			19			Cost-Benefit Analysis for the Commissioning in Public Buildings Project - SBW CONSULTING, INC. - June 2003						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Cost-Benefit Analysis for the Commissioning in Public Building Project_2003.pdf			The Northwest Energy Efficiency Alliance is currently undertaking a long-term effort to expand and institutionalize the practice of building commissioning among state and local governments in the Pacific Northwest. Started in 1998, this Commissioning in Public Buildings project is coordinated on behalf of the Alliance by the Oregon Office of Energy.



Part of its strategy is to demonstrate commissioning in a variety of new and existing buildings in each state. An important component of this demonstration effort is providing government officials with detailed case studies of commissioned buildings and the costs and benefits of the commissioning process for these buildings. Both commissioning service providers and potential recipients of commissioning services place high value on case studies that target buildings of interest to them, and provide well-documented, reliable estimates of the costs and benefits. The

Alliance’s third Market Progress Evaluation Report for this project recommended re-visiting the original cost-benefit data to determine whether more accurate estimates could be developed. To that end, the Alliance funded a study to analyze the costs and benefits of commissioning by quantifying both energy and non-energy impacts1 for 21 of the 33 projects currently underway or already completed.



The primary objectives of the study were to develop quantitative estimates of the impacts—both costs and benefits⎯that resulted from the commissioning effort for each project, and to calculate payback ratios for each project. These include (1) direct payback, which only considers direct impacts such as reduced energy use and the commissioning agent cost, and (2) total payback, which also takes into account indirect effects, such as non-billable time spent and non-energy impacts.


			20			California Commissioning Market Characterization Study - Final Report - Portland Energy Conservation Inc. (for PG&E) - November 2000						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\California Commissioning Market Characterization Study_2000.pdf			Commissioning is increasingly recognized as a cost-effective method of ensuring building performance, reducing energy use, and improving indoor air quality, occupant comfort and productivity. Over the past ten years, utilities in California and across the United States have been important supporters of the commissioning industry and their support has led to significant energy savings. However, in 1998, it was still estimated that less than 5% of all commercial new construction and less than 0.03% of existing buildings were commissioned each year.1 Although the percentage of buildings being commissioned each year has most likely increased since 1998, substantial energy saving opportunities clearly still exist.


			21			Revised/Updated EULs Based on Retention and Persistence Studies Results - REVISED REPORT - SERA, Inc - July 8, 2005						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Revised-Updated EULs Based on Retention and Persistence Stduies Results_2005.pdf			The purpose of this project is to provide an analysis of the current best EUL estimate for each measure covered by the retention studies performed over the last several years, with documentation for the sources of the estimate and the reasons for its selection.  This project represents a follow-on analysis to the work SERA did for the CPUC in reviewing the utilities' retention and persistence studies for the 1994-97 energy efficiency programs.   The project’s output is an updated table of Effective Useful Lives (EUL), which can be applied to the Database of Energy Efficiency Resources (DEER) database and other uses.  SERA's CPUC study was the primary data source for this work.


			22			Impact and Process Evaluation Final Report for Quest’s  2004-5 Building Tune-Up Program - SBW Consulting, inc., / Itron, inc. - March 22, 2007						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Impact and Process Evaluation Final Report for QuEST's 2004-5 Building Tune-Up Program_2007.pdf			The main goal of the 2004-5 Building Tune-Up Program (BTU Program) was to provide cost-effective, long-lasting energy and demand savings through retrocommissioning (RCx) of existing medium and large nonresidential buildings in the service areas of Pacific Gas and Electric (PG&E) and Southern California Edison (SCE). For each participating building, the program implementer, QuEST, performed a comprehensive audit of all energy consuming systems at a facility to identify potential cost-effective, low-cost improvements in building operations and related hardware to reduce energy use while maintaining comfort and health objectives. In addition, the program recommended operations and maintenance, as well as capital, improvements that would improve energy efficiency. 



The evaluation, measurement, and verification effort described in this report was designed to accomplish multiple objectives for the California Public Utilities Commission (CPUC), including assessing energy savings achieved, measuring program cost-effectiveness, providing feedback on program implementation, and assessing overall performance, success, and continuing need for the program.


			23			Performance and Energy Efficiency Evaluation of Residential Variable-Speed Pool Pumps - ET 04.12 Report - Design & Engineering Services (SCE) - March 07 , 2007						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Pumping\Other\Performance and Energy Efficiency Evaluation of Residential Variable-Speed Pool Pumps_2007.pdf			Research conducted for this project determined that the Pentair Intelliflo LCD was the most advanced variable -speed pool pump on the market during the time of this evaluation. The ability to program flows and the pumps ability to determine the necessary flow to accomplish one turnover in a user entered time frame provided the greatest possibility of energy savings of the three variable-speed pumps available. Since the pump displays both power demand and flow users can determine the most efficient flow without the need of any special equipment. The pump displays all information on the pump mounted LCD display and does not require any additional controls. Since the pump is standalone, it replaces both the single-speed pump and the outdated mechanical timer.



The goal of this project was to determine site specific energy savings as a direct result of the technology. Results from the field evaluation for both the new

construction and retrofit sites re -emphasize the fact that all pool systems are hydraulically different. Since power requirements of the variable-speed pump are strictly dependent on the plumbing system that it is attached to, energy savings will vary from pool to pool. Site specific energy savings for this evaluation ranged from 34%-50%.


			24			EUL ASHRAE 2007 Applications - Owning and Operating Cost						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\EUL_ASHRAE 2007 Applications_Rev0.pdf			Table for comparison of Service Life Estimates - various types of equipment.


			25			2003 Statewide Express Efficiency Program Measurement and Evaluation Study - PG&E- March 21, 2005						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\2003 Statewide Express Efficiency Program Measurement and Evalaution Study_2005.pdf			This executive summary highlights the findings and recommendations from the 2003 Statewide Express Efficiency Program Measurement and Evaluation Study. Express Efficiency is a business prescriptive retrofit program for customers with peak demand less than 500kW, funded by the California Public Goods Charge (PGC) and administered under the auspices of the California Public Utilities Commission (CPUC). Express Efficiency has been designed to be run on a consistent, statewide basis by the four investor owned utilities (IOUs): Pacific Gas and Electric (PG&E), San Diego Gas and Electric (SDG&E), Southern California Edison (SCE) and Southern California Gas (SCG). The Express Efficiency program offers financial incentives (rebates) to qualifying customers for installing selected energy-efficient technologies.


			26			2004-2005 Database for Energy Efficiency Resources (DEER) Update Study - Final Report - Itron Inc. - Dec. 2005						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2005\2004-2005 Database for Energy Efficiency Resources (DEER) Update Study_2005.pdf			The Database for Energy Efficient Resources (DEER) provides information on a comprehensive group of energy efficiency measures commonly installed in the residential and nonresidential market sectors. The database contains estimates of a measure’s natural gas and electrical gross impacts, incremental cost, and effective useful life. The savings estimates are based on either  engineering calculations, building simulations, measurement studies and  surveys, econometric regressions, or a combination of approaches. The  DEER data serves as a starting point in the planning and forecasting of the impacts and cost-benefits analysis of energy efficiency programs in California.



The DEER Update project has been jointly developed by the California Public Utilities Commission (CPUC) and the California Energy Commission (CEC), with support and input from the Investor-Owned Utilities, and other interested stakeholders. It is funded by California ratepayers under the auspices of the CPUC. The project was completed in two phases. The first phase began in 2003 under the management of San Diego Gas & Electric.



Under this phase, estimates for non-weather sensitive data were developed, an interactive website was developed for accessing the DEER data, and analysis software developed for estimating impacts from weather sensitive DSM measures. The second phase began in late 2004 under the management of Southern California Edison. Within this phase, non-weather sensitive measure analyses and results were enhanced and expanded, savings estimates for weather sensitive measures were created, and the DEER website was fully populated with both weather sensitive and non-weather sensitive data and made available to the public on August 31, 2005.


			27			Hotel/Resort Coachella Valley - RETROCOMMISSIONING REPORT - ASW ENGINEERING  - October 5, 2007						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\Hotel-Resort Coachella Valley Retrocommissioning Report_2007.pdf			The SCE Retrocommissioning Program helps building owners to improve the efficiency of their building operations by offering incentives and technical assistance for RCx services.  For this reason, the management of SCE directed ASW Engineering Management to assist in the RCx process of the Hotel/Resort, Coachella Valley facility.



The main objective of this report is to present the evaluation process followed by RCx Team to evaluate the proposed EEM for the Hotel/Resort, Coachella Valley Facility.


			28			Lifetime of White LEDs - Building Technologies Program - US DOE - August 2006						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\LED\Lifetime of White LEDs_2006.pdf			One of the main “selling points” of LEDs is their potentially very long life. Do they really last 50,000 hours or even 100,000 hours? This fact sheet discusses lumen depreciation, measurement of LED useful life, and the features to look for in evaluating LED products.


			29			Lighting Efficiency Technology Report - Volume I California Baseline - Heschong Mahone Group (For CEC) - September 1999						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Other\Lighting Efficiency Technology Report_Vol1-California Baseline_1999.pdf			The California Energy Commission, under SB 639 and 1065, has been charged with the task of studying and recommending options for improving lighting energy efficiency in California. This report, part of that effort, looks at the characteristics of lighting in residential and commercial buildings , and describes current, baseline energy use. This energy use is estimated using an analytical model that was developed to calculate the energy savings potential of the various options to be studied.


			30			Conventional vs. LED Traffic Signals; Operational Characteristics and Economic Feasibility - Final Report - Traffic Engineering Division - 

Dept. of Public Works - City of Little Rock - July 1, 2003						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Conventional vs LED Traffic Signals-Operational Characteristics and Economic Feasibility_2003.pdf			Light Emitting Diode (LED) Traffic Signals have become an efficient and effective alternative to traditional incandescent signals. The two main advantages of LED signals are- very low power consumption (10 W to 22 W) and very long life, as high as 7 to 10 years. When compared with the typical energy needs of an incandescent bulb, which is 135 Watts, the savings resulting from the low energy usage of LED signals can be as high as 93%. In addition to the low energy usage, the long life of LED signals means low maintenance costs, which makes LED signals a worthwhile investment and also environment- friendly.


			31			Load Shape Update Initiative - KEMA / JJ Hirsch and Assoc. / Itron Inc. - November 17, 2006)						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\Load Shape Update Initiative_2006.pdf			The California Public Utilities Commission’s (CPUC) Energy Division in Decision (D.) 06-06-063 directs the California utilities to develop a Load Shape Update Initiative in the energy efficiency rulemaking, R.06-04-010.



The 2004 Avoided Cost study1 introduced hourly (8760) avoided costs where the previous study had produced only a single annual value. These system avoided costs per kWh and per therm are used in calculating the avoided costs of energy efficiency and peak reduction measures under California’s energy efficiency portfolios.



However, the most recent Database for Energy Efficiency Resources (DEER) provides energy savings only on an annual basis, not hourly or even on a time-of-use (TOU) period basis. The 2004 DEER update identified the lack of 8760 measure load shapes to go with 8760 avoided costs. The Avoided Cost proceedings culminating in a March 2006 report raised concerns with the quality and consistency of load shapes used by program administrators in the Energy and Environment Economics, Inc. (E3) Cost- Effectiveness Evaluation “Calculator” Tool (The E3 Calculator). These concerns led to some further exploration and the June 2006 Decision ordering this scoping study to advise the CPUC’s Energy Division (ED) on a load shape improvement plan.



This report presents findings and recommendations for a load shape update process. The goal of this process is described further below.


			32			Measurement & Verification Load Impact Study for NCPA SB5X Miscellaneous Rebate Programs - Final Report - Robert Mowris & Associates - June 25, 2005						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Measurement & Verification Load Impact Study for NCPA SB5X Miscellaneous Rebate Programs_2005.pdf			This study was conducted at the request of Northern California Power Agency (NCPA) and the California Energy Commission (CEC). The study was managed by NCPA. It was funded by Senate Bill 5X (SB5X) and is available online at www.calmac.org.



This report provides Measurement and Verification (M&V) load impact study results for the NCPA SB5X Miscellaneous Rebate Programs implemented by Lodi, Lompoc, Modesto Irrigation District (MID), Roseville Electric, Turlock Irrigation District (TID), and Santa Clara (Silicon Valley Power).



The programs realized peak kW and kWh savings by paying incentives to customers for installing high efficiency miscellaneous measures. The programs provided 1,726 incentives for 68,698 measures from 2001 through 2003 with $246,519 SB5X funds administered by NCPA.


			33			Phase 4 Market Effects Study Of California Residential Lighting And Appliance Program - Final Report - Xenergy Inc. (for SDG&E) - April 26, 2002						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\Phase 4 Market Effects Study of California Residential Lighting and Appliance Program_2002.pdf			This report presents the results of the Phase 4 Evaluation of the California Statewide Residential Lighting and Appliance Program. Program years analyzed in this study include 1999, 2000, and 2001.



• The Phase 1 report (December 1999) measured key baseline market indicators and characterized the market for the relevant appliances and lighting products.

• The Phase 2 report (September 2000) included a study and documentation of the rationale behind the new PY2000 Program (i.e., what was planned, why it changed, and the reasons for making those changes).

• The Phase 3 report focused on the evaluation of PY2000 and measured the same market indicators addressed in Phase 1, as well as additional relevant indicators, to quantify changes over baseline measurements.

• This Phase 4 effort was designed to address these same indicators, with the focus on measuring market effects attributable to the PY2001 program.


			34			2005 Measure Cost Study Final Report CALMAC Study ID: PGE0235.01 - Summit Blue Consulting and HMG - December 9, 2005						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Cost\2005 Measure Cost Study Final Report_2005.pdf			This report presents the results and findings from the 2005 Measure Cost Study (MCS). The measure cost data are summarized in this report and are available online at the Database for Energy Efficiency Resources (DEER) website (http://eega.cpuc.ca.gov/deer/). The MCS results provide cost information on

the complete list of non-weather sensitive and weather-sensitive residential and non-residential measures, and refrigeration measures as included in the 2004-05 DEER Update conducted by Itron. This study was completed under contract to Pacific Gas & Electric Company (PG&E) on behalf of California’s investor owned utilities, the California Public Utilities Commission (CPUC) Energy Division, the California Energy Commission (CEC), and the CPUC Office of Ratepayer Advocates. The study was funded with Public Goods Charge (PGC) monies.


			35			Using Targeted Energy Efficiency Programs To Reduce Peak Electrical Demand And Addriss Electric System Reliability Problems - Steven Nadel et al - November 2000						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\Using Targeted Energy Efficiency Programs To Reduce Peak Electrical Demand..._2000.pdf			In the summers of 1998, 1999, and 2000, electric system reliability problems were regular frontpage news. The reliability of the power system, however, should not be viewed as only a shortterm, summertime issue. In much of the country, electricity use (particularly peak demand) is expected to grow rapidly, and power supplies will probably be strained for many years to come.



A range of solutions have been proposed to address electric system reliability problems and reduce the likelihood of power outages. These solutions include constructing new power plants, expanding the transmission and distribution system, implementing load control programs, improving energy efficiency, and investing in distributed generation resources (e.g., combined heat and power systems [CHP]). An approach limited to only supply-side solutions would create additional pollution as well as political opposition to siting these new facilities.



Energy efficiency, on the other hand, offers a low-cost alternative that reduces the need for additional central station generation and distribution capacity while reducing pollutant emissions and saving consumers and businesses billions of dollars. In this report, we discuss how demand-side efficiency could make a substantial and cost-effective contribution to addressing power reliability problems.


			36			Energy Efficiency for Oil Producers Program Evaluation  - Quantec, LLC / Summit Blue Consulting / Research into Action, Inc  - April 24, 2007						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Energy Efficiency for Oil Producers Program Evalaution_2007.pdf			The Energy Efficiency for Oil Producers Program, implemented by Global Energy Partners (Global), is a $2 million project funded by Southern California Edison as a constituent program within the 2004-2005 Innovative Designs for Energy Efficiency Activities (IDEEA) program. 



Program documents noted that California imports more than 500,000 barrels of oil per day to meet its needs. At the same time, California’s small- to medium-sized oil producers and oil producing wells are being shut down.  The Energy Efficiency for Oil Producers Program was designed as a custom measure hardware/incentive program targeted to the hard-to-reach small- to medium-sized independent oil producers.



Implementers stated that the target market needed incentives and assistance to implement energy conservation measures and overcome the market barriers in order to control costs and remain competitive. The main objective of the program was to assist the small- to medium-sized independent producers to become more energy-efficient and productive.



The reduction in energy and demand use per well expected from this program should translate into reduced operating costs for the small- to medium-sized oil independent producers. This proposed program was a follow on to a recently completed California Public Utilities Commission (CPUC) program that exceeded all of its energy, demand, and rebate goals.


			37			PECI San Diego Retrocommissioning Program EM&V - SDG&E Service Area - Final Report - Itron, Inc.  - February, 2007						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\PECI San Diego Retrocommissioning Program EM&V_2007.pdf			The main goal of the Commercial Building San Diego Retrocommissioning (RCx) Program is to improve the performance of energy-using equipment in existing buildings in the San Diego Gas and Electric Company (SDG&E) service area by focusing on optimizing mechanical equipment and related controls. The three main market barriers the program addressed were a lack of awareness of the benefits of retrocommissioning services among building owners and managers, high first cost, and inconsistent approaches that leave building owners with an unclear sense of the product received. The program intended to alleviate barriers through an approach that included ensuring persistence of savings by requiring documentation and tracking.


			38			Retrocommissioning: Program Strategies To Capture Energy Savings in Existing Buildings - ACEEE - June 2003						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\Retrocommissioning-Program Strategies to Capture Energy Savings in Existing Buildings_2003.pdf			Discusses the benefits of Retrocommissioning.


			39			2003 Statewide Nonresidential Standard Performance Contract (SPC) Program Measurement and Evaluation Study - Final Report (STUDY ID: SCE0206.01) - QUANTUM CONSULTING INC. / KEMA Inc. - December, 2005						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\2003 Statewide Nonresidential Standard Performance Contract (SPC) Program Measurement and Evaluations Study_2005.pdf			In this report, we present results from a set of evaluation activities focused on California’s Nonresidential Standard Performance Contract (SPC) Program for program year 2003 (PY2003). The PY2003 evaluation scope includes process and impact evaluation components.



The PY2003 evaluation scope was designed to supplement the PY2002 evaluation effort because the available resources and scope for the PY2003 evaluation were significantly smaller than for PY2002. Due to these scope differences between the evaluation years, sample sizes for the PY2003 evaluation are smaller than those in the PY2002 study.



As a result, the primary objective of the PY2003 evaluation effort was to add more sites to the impact evaluation component of the PY2002 evaluation effort. This report focuses on presenting the combined impact-related results for PY2002 and PY2003. We also present the combined research findings and recommendations for both program years, which were originally presented and explained in the PY2002 SPC Impact Evaluation report.


			40			Southern California Edison Residential Night Light Program Evaluation Study - Athens Research - May 5, 1999						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\Southern California Edison Residential Night Light Program Evaluation Study_1999.pdf			This report is a general evaluation of Edison’s Night Light program,which subsidizes distribution of night lights in the residential sector. Five different survey sources are used in the analysis.


			41			SCE CEUS based Nonres Vintage & CZ Distributions						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\SCE CEUS based Nonres Vintage & CZ Distributions_Rev0.xls			See tables


			42			SCE Non-Residential Shape Viewer						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2005\SCE-Non-Res2_Rev0.xls			Non-Residential Load Shapes.


			43			SCE Residential Shape Viewer						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2005\SCE-Res2_Rev0.xls			Residential Load Shapes.


			44			Evaluation Of Year 2001 Summer Initiatives Pool Pump Program - ADM Associates, Inc. (for PG&E) - April 2002						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\Evaluation of Year 2001 Summer Initiatives Pool Pump Program_2002.pdf			This report provides a baseline characterization of current equipment in the residential swimming pool markets and assesses the impacts of the 2001 timer and

pump and motor rebate programs offered by three California utilities.



These programs were authorized by the California Public Utilities Commission as part of its Summer Initiative (SI) aimed at reducing peak load in the summer of 2001. The objective of this report is to provide the reader with a description of how

these programs have impacted summer peak load and what factors determine the magnitude of that impact.


			45			Universal Lighting Technologies - Spec Sheet - Oct 2006						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Linear Fluorescent\Specs for IS RLO EB_Rev0.pdf			Spec sheet for electronic ballast for linear fluorscent bulbs.


			46			Selecting Targets For Market Transformation Programs: A National Analysis - Margaret Suozzo and Steven Nadel  - ACEEE - July1998						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\Selecting Targets for Market Transformation Programs-A National Analysis_1998.pdf			This report documents the results of a study conducted by the American Council for an Energy- Efficient Economy (ACEEE) for the Consortium for Energy Efficiency (CEE). The study's primary purpose is to analyze a range of technologies and practices, collectively referred to as "measures" for their potential as new national market transformation initiatives.


			47			The New Mother Lode - The Potential for More Efficient Electricity Use in the Southwest  - Southwest Energy Efficiency Project - 2002						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\The New Mother Lode-The Potential for More Efficient electricity Use in the Southwest_2002.pdf			Residential and nonresidential building prototypes were developed using the DOE-2.2 building energy simulation computer program. The DOE-2.2 prototypes were used to evaluate energy savings estimates for a number of energy efficiency measures.



Nonresidential building prototypes were developed based on previous studies and data from the Southwest Energy Efficiency Project, ACEEE, Nevada Power Co., analysis done for an energy efficiency advisory group in Utah (Nichols and von Hippel 2001), and a report done for Xcel Energy in Colorado (Nexant 2001). Residential building prototypes were developed using data from a number of sources including Southwest Energy Efficiency Project, ACEEE, Nevada Power Co., analysis done for an energy efficiency advisory group in Utah (Nichols and von Hippel 2001), and a report done for Xcel Energy in Colorado (Nexant 2001).



Modifications were made to the prototypes to reflect the unique characteristics of buildings and building practices in the southwest region. Eight nonresidential and four residential building prototypes were developed.


			48			RCx Economic Analysis Report - West Covina (Citrus) Courthouse - EMC Engineers, Inc. - February 6, 2006						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\RCx Economic Analysis Report-West Covina (Citrus) Courthouse_2006.pdf			Southern California Edison (SCE), Southern California Gas Company (SCG), and the County of Los Angeles (LACo), also known as the “Partnership”, are implementing a facility retro-commissioning (RCx) program under the sponsorship of the California Public Utilities Commission (CPUC).  The program is funded by California utility customers through the Public Goods Charge (PGC).  



The purpose of the RCx program is to optimize the operation of heating, ventilating, and air-conditioning (HVAC) systems in existing LACo buildings.  Retro-commissioning is a process of verifying that installed equipment is operating efficiently and is capable of providing the services necessary to meet building occupants’ needs.  Building optimization through the RCx program should fulfill the following goals.



·Reduce energy and demand costs (electrical and natural gas),

·Bring equipment to its proper operational state,

·Reduce occupant complaints,

·Improve indoor environmental quality,

·Reduce premature equipment failures,

·Improve facility operation and maintenance procedures, and 

·Reduce staff time spent of emergence or complaint calls.


			49			DEER Database						http://eega.cpuc.ca.gov/deer			Link to the online DEER measures


			50			Energy Conservation Standards Rulemaking Framework Document for Residential Refrigerators, Refrigerator-Freezers, and Freezers-Federal Appliance code, Department of energy, October,2005						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Federal\Energy Conservation Standards Rulemaking Framework Document_2008.pdf			The U.S. Department of Energy (DOE) Appliances and Commercial Equipment Standards Program, within the Office of Energy Efficiency and Renewable Energy (EERE) Building Technologies Program (BT), develops and promulgates test procedures and energy conservation standards for consumer appliances and commercial equipment. The process for developing standards involves analysis, public notice, and consultation with interested parties. Such parties, known as stakeholders, include manufacturers, consumers, energy conservation and environmental advocates, State and Federal agencies, and any other groups or individuals with an interest in these standards and test procedures.

                                                                                                                    This framework document seeks to describe DOE’s anticipated procedural and analytical approaches for evaluating energy conservation standards for residential refrigerators, refrigerator-freezers, and freezers.


			51			2006 Appliance Efficiency Regulations						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 20\Appliance Efficiency Regulations CEC-400-2006-002-REV2_2006.pdf			These Appliance Efficiency Regulations, (California Code of Regulations, Title 20, Sections 1601 through 1608) dated December 2006, contain amendments that were adopted by the California Energy Commission on July 5, 2006, and October 11, 2006, and approved by the California Office of Administrative Law on December 11, 2006 and December 14, 2006. These Appliance Efficiency Regulations replace all previous versions of California Appliance Efficiency Regulations.



The Appliance Efficiency Regulations include standards for both federally-regulated appliances and non-federally-regulated appliances. Twenty-one major categories of appliances are included in the scope of these regulations. The standards within these regulations apply to appliances that are sold or offered for sale in California, except those sold wholesale in California for final retail sale outside the state and those designed and sold exclusively for use in recreational vehicles or other mobile equipment.


			52			EM&V Study of the 2004-05 Statewide Residential Appliance Recycling Program, Final Report, Draft #1 for CPUC Review, Chapter 2, pg. 9						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\EM&V Study of the 2004-05 Statewide Residential Appliance Recycling Program_Chapter 2.pdf			Excerpt from EM&V Study of 2004-05 Statewide Residential Appliance Recycling Program, Final Report, Draft #1 for CPUC Review, Chapter 2, pg. 9


			53			Evaluation Study of the 2004-05 Statewide Residential Appliance Recycling Program 2004-2005 Programs #1114, #1157, #1232 and #1348 - Final Report - ADM Associates, Inc. - April 2008						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Evaluation Study of the 2004-05 Statewide Residential Appliance Recycling Program_2008.pdf			This report presents the results of the evaluation, measurement and verification study (EM&V) study of the Statewide Residential Appliance Recycling Program (RARP) that PG&E, SCE and SDG&E offered to their residential customers in 2004-2005. The program offered incentives to eligible customers to recycle older, less-efficient but still-working refrigerators and freezers. The goal was to remove such units from the grid sooner than otherwise might be the case, thereby reducing consumption and demand on the grid.


			54			Gross Saving Estimation for Appliance Recycling Programs: The Lab Versus In Situ Measurement Imbroglio and Related Issues - Athens Research - 2004/5						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Gross Savings Estimation for Appliance Recycling Program-The Lab Versus In Situ Measurement Imbroglio and Related Issues_.pdf			Estimates of gross savings for California appliance recycling programs have relied upon methods relating DOE test and characteristic data from multi-era sample of refrigerators and freezers (R/F) to the program population (Athens Research 1996, 1998; KEMA, 2004). The result is a reliable approach that yields lab-based program population unit energy consumption (UEC) estimates for the evaluated program and for plausible scenarios involving change in program focus. And yet, skepticism about the external validity of this approach prevailed throughout the same decade: do lab-based regression estimates reflect the actual in situ consumption of the R/F?



If there are systematic lab-in situ differences in the recycling population, is this relationship contingent upon other variables? Related issues include: extrapolation

to full year UEC given error in short term in situ metering; degradation, and the factors other than age that select for a recycling population that is characterized by performance problems; the major physical determinants of differences between in situ and laboratory tests. This paper reports on both data development and analysis relating to: 

• extension of the lab data regression/population UEC estimation method to the 2004-05 IOU’s recycling program,

• incorporation of a small dually metered sample (ADM, 2006) as a basis for investigating and preliminarily establishing the “lab-in situ relationship(s)”,

• evidence on key issues: extrapolation from short term metering to full year consumption, the level of performance problems typical of recycling appliance populations, and 

• summary analysis on the causal determinants of differences between lab and in situ results.


			55			“Net to Gross Analysis” Chapter, EM&V Study of 2004-05 Statewide Residential Appliance Recycling Program Draft Report						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\EM&V Study of the 2004-05 Statewide Residential Appliance Recycling Program Draft Report_Chapter 3.pdf			Chapter Three - NET TO GROSS ANALYSIS


			56			Net Savings Estimation in Appliance Recycling Programs: A Review and Empirical Analysis with Recent California Data - ADM Associates, 2004-2005						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Net Savings Estimation in Appliance Recycling Programs-A Review and Empirical Analysis with Recent California Data_.pdf			The net-to-gross (NTG) ratio has a powerful but often poorly understood influence on the overall savings impacts of energy efficiency programs in general and appliance turn-in programs in particular.



In California, KEMA, Inc. (previously XENERGY) developed an influential general approach to estimating net savings for appliance recycling programs.  This paper addresses issues related to using that approach for the estimation of net savings for appliance recycling programs. Historical and recently developed data collected for an evaluation of appliance recycling programs in California have been used to examine the approach.



These survey data were used to replicate, supplement, and re-evaluate the approach developed by KEMA for estimating net savings.  The expanded sample sizes for non-participants as well as participants have been used to analyze inter-utility and participation mode (primary, secondary refrigerator, or freezer) variations in NTG ratios.


			57			Manual on Uniform Traffic Control Devices for Streets and Highways-2003 Edition: U.S. Department of Transportation						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Federal\Manual on Uniform Traffic Control Devices for Streets and Highways_2003.pdf			The purpose of traffic control devices, as well as the principles for their use, is to promote highway safety and efficiency by providing for the orderly movement of all road users on streets and highways throughout the Nation.


			58			California Code of Regulations-Title 20. Public Utilities and Energy-August 2008						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 20\California Code of Regulations Title 20-Public Utilities and Energy CEC-140-2008-001-REV1_2008.pdf			Compilation of the California Energy Commission's Regulations.


			59			2007 Appliance Efficiency Regulations-California Energy Commission-December 2007						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 20\Title 20-2007 Appliance Efficiency Regulations (Updated in 2007) CEC-400-2007-016-REV1_2007.pdf			These Appliance Efficiency Regulations, (California Code of Regulations, Title 20, Sections 1601 through 1608) dated December 2007, contain amendments that were adopted by the California Energy Commission on October 10, 2007. These Appliance Efficiency Regulations replace all previous versions of California Appliance Efficiency Regulations.                                                                                                                       

The Appliance Efficiency Regulations include standards for both federally-regulated appliances and non-federally-regulated appliances. Twenty-one categories of appliances are included in the scope of these regulations. The standards within these regulations apply to appliances that are sold or offered for sale in California, except those sold wholesale in California for final retail sale outside the state and those designed and sold exclusively for use in recreational vehicles or other mobile equipment.


			60			2005 Building Energy Efficiency Standards for Residential and Nonresidential Buildings-October 2005						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\2005 Building Energy Efficiency Standards for Residential and Nonresidential Buildings CEC-400-2006-015_2005.pdf


			61			2005 Building Energy Efficiency Standards-Residential Compliance Manual-March 2005						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\2005 Building Energy Efficiency Standards-Residential Compliance Manual CEC-400-2005-005-CMF_2005.PDF			This compliance manual is intended to help owners, designers, builders, inspectors, examiners, and energy consultants comply with and enforce California’s energy efficiency standards for low-rise residential buildings. The lighting and domestic hot water requirements in this compliance manual also apply to high-rise residential buildings. The manual is written as both a reference and an instructional guide and can be helpful for anyone that is directly or indirectly involved in the design and construction of energy efficient residential buildings.


			62			Nonresidential Alternative Calculation Manual (ACM) Approval Method-CEC-December 2008						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\Nonresidential Alternative Calculation Manual (ACM) Approval Method CEC-400-2008-003-CMF_2008.PDF			This Manual explains the requirements for approval of Alternative Calculation Methods (also referred to as compliance software programs) used to demonstrate compliance with the Energy Efficiency Standards for nonresidential buildings, hotels & motels, and high-rise residential buildings. The approval process for nonresidential compliance software programs is specified in Title 24, Part 1, §§ 10-101through 10-110 of the California Code of Regulations. Nonresidential compliance software programs are used in the performance approach to demonstrate compliance with the Energy Efficiency Standards for nonresidential buildings as outlined in Title 24, Part 6, Subchapter 5, § 141. The Energy Commission develops and implements the Energy Efficiency Standards.


			63			Residential Alternative Calculation Manual (ACM) Approval Method-CEC-December 2008						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\Residential Alternative Calculation Manual (ACM) Approval Method CEC-400-2008-002-CMF_2008.PDF			This Manual explains the requirements for approval of residential Alternative Calculation Methods (ACMs or compliance software). Residential compliance software is used to demonstrate compliance with the performance approach to the California Energy Efficiency Standards for Low-Rise Residential Buildings.

                                                                                                                    The approval procedure is one of self-testing and self-certification by the compliance software vendor. The vendor conducts the specified tests, evaluates the results and certifies in writing that the compliance software passes the tests. The California Energy Commission (Commission) will perform spot checks and may require additional tests to verify that the proposed compliance software is suitable for compliance purposes. The vendor is required to develop a compliance supplement (program user manual) explaining how to use the program for showing compliance with the standards. The compliance supplement will also be checked by the Commission for accuracy and ease of use.


			64			2005 Building Energy Efficiency Standards-Nonresidential Compliance Manual-CEC						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\Title 24-2005 Building Energy Efficiency Standards Nonresidential Compliance Manual CEC-400-2005-006-CMF_2005.pdf			The Nonresidential Compliance Manual includes compliance method descriptions, calculation procedures, technical data, examples, and sample compliance forms for meeting the energy efficiency Standards for Nonresidential Buildings, High-Rise Residential Buildings, and Hotels/Motels. This compliance manual is not a substitute for the Standards, and it should be used in conjunction with a current copy of the 2001 Energy Efficiency Standards.


			65			2008 Building Energy Efficiency Standards-Nonresidential Compliance Manual-CEC						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\Title 24-2008 Building Energy Efficiency Standards Nonresidential Compliance Manual CEC-400-2008-017-CMD_2008.PDF			This manual is designed to help owners, designers, builders, inspectors, examiners, and energy consultants comply with and enforce California’s energy efficiency standards for nonresidential buildings. Written as both a reference and an instructional guide, this manual can be helpful for anyone that is directly or indirectly involved in the design and construction of energy efficient nonresidential buildings. This manual is intended to supplement several other documents that are available from the California Energy Commission (Energy Commission). These are: (1)

2008 Title 24 Building Energy Efficiency Standards (Standards) which were adopted April 23, 2008 and become effective July 1, 2009; (2) Reference Appendices for the Standards; and (3) Nonresidential Alternative Calculation Method Manual. This manual provides a summary of the principle changes in the 2008 Standards relative to the 2005 Standards. The technical chapters cover building envelope, mechanical systems, indoor lighting, outdoor lighting, sign lighting, and refrigerated warehouses. Mandatory measures and prescriptive requirements are described within each technical area, subsystem or component. Other subjects that are covered include the compliance and enforcement process, compliance documentation, acceptance testing requirements and whole building performance approach.


			66			2008 Building Energy Efficiency Standards-Residential Compliance Manual-CEC						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\Title 24-2008 Building Energy Efficiency Standards Residential Compliance Manual CEC-400-2008-016-CMD_2008.PDF			The Building Energy Efficiency Standards (Standards) were first adopted and put into

effect in 1978 and have been updated periodically in the intervening years. The Standards are a unique California asset and have benefitted from the conscientious involvement and enduring commitment to the public good of many persons and organizations along the way. The 2008 Standards development and adoption process continued that long-standing practice of maintaining the Standards with technical rigor, challenging but achievable design and construction practices, and public engagement and full consideration of the views of stakeholders.


			67			Reference Appendices for the 2008 Building Energy Efficiency Standards for Residential and Nonresidential Building-CEC						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\Reference Appendices for the 2008 Building Energy Efficiency Standards CEC-400-2008-004-CMF_2008.PDF			2008 Reference Appendices


			68			Table of SPC Itemized Estimated Costs-no author/date						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Cost\Table of SPC Itemized Estimated Costs.xls			Itemized Estimated Costs


			69			California Lamp Report 2004						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\California Lamp Report_2004.pdf			The California Lamp Report 2004 presents the analysis of lamp sales for residential use in California and the U.S. from 1998 through 2004.1 This research is one component of the larger California Residential Market Share Tracking (RMST) project, which has monitored the market penetration of energy efficient measures in California since 1999. The RMST supports California’s investor-owned utilities (IOUs) in their program planning and efforts to measure statewide and IOU-specific program milestones for promoting short-term adoption of measures and longer-term market acceptance of energy efficient technologies. In addition to lamps, the RMST estimates the average efficiency rating and market penetration of high

efficiency residential gas furnaces, central air conditione rs, refrigerators, clothes washers, dishwashers, and room air conditioners.2 In addition to the California IOUs, beneficiaries of this research includes federal and state agencies, regional and state energy efficiency organizations, trade organizations, and equipment manufacturers, distributors, and retailers.


			70			Evaluation, Measurement and Verification Report-California Multi Measure Farm Program 1354-04 and 1360-04						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\GRR\Evaluation, Measurement and Verification Report-California Multi Measure Farm Program 1354-04 and 1360-04_2007.pdf			This report summarizes the approach, data collection and results for the Evaluation,

Measurement and Verification of EnSave, Inc’s California Multi Measure Farm Program (354-04 and 1360-04). All activities, with the exception of the Process Questionnaire and survey, were developed and conducted by kW Engineering, an independent energy engineering firm based in Oakland, CA.

                                                                                                                    The objective of the program was to promote and provide incentives for the installation of high efficiency options for five measures associated with milking at dairies. The program was implemented in Pacific Gas and Electric and Southern California Edison’s service territories, California’s two largest Investor Owned Utilities (IOUs). The program targeted small, independent dairies that have typically been underserved by energy efficiency programs in the past.


			71			CFL-Loadshape Data-KEMA						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\CFL-Loadshape_Data-KEMA-2to5Avg_rev0.xls			Excel Spreadsheet with Loadshape Data-No Author/Date


			72			Lighting Controls Effectiveness Assesment-Final Report on Task Lighting Study-September 2002						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\Lighting Controls Effectiveness Assessment_2002.pdf			Energy managers have long known that using task lighting as a supplement to general lighting in open office environments can contribute to energy efficiency. The use of task lighting allows the lighting designer to use lower ambient light levels, while allowing occupants to achieve high illuminance levels on their task surfaces. Because these areas are small compared to the area of general illumination, the overall system can be more efficient. Task lighting, however, is subject to the control of individuals, so the overall energy consumption is dependent on individual behavior. Little is known about this behavior and its effects on energy and demand. Increased attention to task lighting in the California Title 24 energy code and in the publicly funded energy efficiency programs has prompted the need for more field data on occupant behavior related to task lighting.


			73			RCX Planning and Investigation Report-Alhambra Courthouse						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\RCx Planning and Investigation Report-Alhambra Courthouse_2006.pdf			The purpose of the RCx program is to optimize the operation of heating, ventilating, and airconditioning (HVAC) systems in existing LACo buildings. Retro-commissioning is a process of verifying that installed equipment is operating efficiently and is capable of providing the services necessary to meet building occupants’ needs. Building optimization through the RCx program should fulfill the following goals.         

• Reduce energy and demand costs (electrical and natural gas),

• Bring equipment to its proper operational state,

• Reduce occupant complaints,

• Improve indoor environmental quality,

• Reduce premature equipment failures,

• Improve facility operation and maintenance procedures, and

• Reduce staff time spent of emergence or complaint calls.


			74			SDG&E 2004-05 Express Efficiency Lighting Program Time of Use Study						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\SDG&E 2004-05 Express Efficiency Lighting Program Time of Use Study_2007.pdf			This is the final report for the San Diego Gas & Electric Express Efficiency Lighting Time of Use Study. This study reports on annual operating hours of two general lighting technology groups across ten unique market segments. SDG&E provided the population data and number of sites to be sampled in each market segment. One

hundred twenty two sites were metered for this effort. The annual operating hours is

estimated using short term metering with data loggers at randomly selected sample points. The primary objective for this study is the short term metering results across

each market segment.


			75			Small Business Super Saver Program Hours Of Operation Study						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\Small Business Super Saver Program Hours of Operation Study_2006.pdf			San Diego Gas & Electric Company (SDG&E) began implementing the Small Business Super Saver Program in early 2006. The program has been successful in encouraging the adoption of energy efficient measures in the small business sector. In April 2006, the Small Business Energy Efficiency Program Evaluation, ID #1340-04 was completed. The evaluation found a discrepancy between the lighting run hours used in the program assumptions (from DEER) and the actual hours found in the study, thus affecting the savings achieved. In addition, the study hypothesized that, for small businesses, customer reported hours of operation of lighting equipment are accurate.


			76			California Measurement Advisory Committee Public Workshops on PY 2001 Energy Efficiency Programs						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\California Measurement Advisory Committee Public Workshops on PY 2001 Energy Efficiency Programs_2000.pdf			The “Administrative Law Judge’s Ruling Establishing Schedule and process for PY 2001 Energy Efficiency Program Planning” issued on August 15, 2000, directed the California Measurement Advisory Council (CALMAC) to sponsor workshops that would provide interested stakeholders a public forum to discuss and develop consensus recommendations on the issues identified in Ordering Paragraphs (OP) 7, 8, 9, 12, 14, 51, 54, 72 and 73. Discussions on OP 9 were extended to an additional workshop, pursuant to the September 14, 2000, Administrative Law Judge’s Ruling Concerning Cost-Effectiveness Inputs for Program Year 2001 Planning.


			77			Evaluation of 2004-2005 Designed for Comfort: Efficient Affordable Housing Program						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Evaluation of 2004-2005 Designed for Comfort-Efficient Affordable Housing Program_2006.pdf			The 2004-2005 DfC Program worked within the affordable multifamily and single-family housing sectors to incorporate strategies that involve both long-term changes in market structure and shorter-term acquisition of energy savings. The main policy component of the program involved the development of an Energy Efficiency-Based Utility Allowance (EEBUA), which was designed to encourage targeted property owners/developers to implement energy efficiency improvements at their properties. The way the EEBUA works is somewhat complicated, but essentially it attempts to compensate owners/developers for making energy efficiency improvements by allowing them to charge higher rents. Tenants also benefit in that lower utility bills should more than compensate for the increase in rent.

                                                                                                                          In addition, there was a financial incentive component of the program that was designed to encourage the adoption of energy efficiency measures in both multifamily and single-family voluntary rehab housing projects. In the multifamily component, incentives were provided for improvements in the efficiency of heating, cooling, and domestic hot water (DHW) systems. Projects were required to include an appropriate mix of measures to reduce energy use by at least 20% in these three systems. The program worked with HERS raters and Energy Consultants to identify appropriate measures, simulation programs were used to estimate the reduction in energy use, and pre- and post-inspections were required to ensure that all measures were installed to the correct specifications.


			78			Evaluation of Pacific Gas & Electric Company’s 1997 Commercial Energy Efficiency Incentives Program: Lighting Technologies						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Evaluation of Pacific Gas & Electric Company's 1997 Commercial Energy Efficiency Incentives Program-Lighting Technologies_1999.pdf			This study was conducted in compliance with the requirements specified in “Protocols and Procedures for the Verification of Costs, Benefits, and Shareholders Earnings from Demand-Side Management Programs” (Protocols), as adopted by California Public Utilities Commission Decision 93-05-063, revised March 1998, pursuant to Decisions 94-05-063, 94-10-059, 94-12-021, 95-12-054, 96-12-079 and 98- 03-063.

                                                                                                                    This study evaluated the gross and net energy savings from lighting energy efficiency technologies for which rebates were paid in 1997 by Pacific Gas & Electric Company’s Commercial Energy Efficiency Incentive (CEEI) Programs. Retrofits were performed under three different PG&E programs, the Retrofit Express (RE), Customized Efficiency Options (CEO), and Advanced Performance Options (APO) Programs.


			79			Evaluation of the 2004-2005 Statewide Multifamily Rebate Program – Volume I - Appendices						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Evaluation of the 2004-2005 Statewide Multifamily Rebate Program_Volume 1_2007.pdf			The 2004-2005 California Statewide Multifamily Rebate Program was launched in 2002 to address the unique needs of the multifamily sector. This market was served prior to 2002 by the Residential Contractor Program, which included both single and multi-family homes. Thus, the 2002 program was innovative in having its design tailored to the unique barriers faced by the multifamily sector, primarily the split-incentive barrier. The program theory, as described in the program plans, is that financial incentives, along with program marketing and education, will be used to help multifamily property owners and managers overcome the split-incentive barrier. Although these owners and managers are responsible for facility improvements, they usually do not pay energy bills for the tenant spaces and therefore have little incentive to install more expensive energy-efficient measures in these spaces. The rebates help reduce—and in some cases totally eliminate—these higher first costs for energy-efficient equipment. The program also helps to encourage the participation of multifamily property owners and managers by offering rebates for energy-efficient measures installed in common areas. The program hopes that “program momentum and market penetration will likely increase at a faster rate” as multifamily property owners become more familiar and comfortable with energy-efficient measures and learn the long-term benefits of energy efficiency.


			80			Evaluation, Measurement, and Verification (EM&V) Report: Los Angeles County ISD

2002-2003 Energy Efficiency Program CPUC Non-Utility Program #156-02						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Evaluation, Measurement, and Verification (EM&V) Report-Los Angeles County ISD 2002-2003 Energy Efficiency Program_2004.pdf			The Los Angeles County Internal Services Department Energy Efficiency Program sponsored through the California Public Utilities Commission’s Third Party Local Program consists of installation of lighting retrofits, lighting control systems, time clocks on chillers, variable-frequency drives on air handler fans, and the replacement of one 1200-ton chiller. All of the measures are installed in LA County buildings located within the Southern California Edison service territory.

                                                                                                                    The project clearly met its revised goals, and significantly exceeded its original goals while maintaining the original budget. We developed hard factual evidence supporting the success of this program and demonstrating its viability for future expansion within Los Angeles County as well as other local government agencies.


			81			Measurement & Verification Load Impact Study for NCPA SB5X Commercial and Industrial Lighting Programs						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Measurement & Verification Load Impact Study for NCPA SB5X Commercial and Industrial Lighting Programs_2005.pdf			This study was conducted at the request of Northern California Power Agency (NCPA) and the California Energy Commission (CEC). The study was managed by NCPA. It was funded by Senate Bill 5X (SB5X) and is available online at www.calmac.org. This report provides Measurement and Verification (M&V) load impact results for the NCPA SB5X Commercial and Industrial (C&I) Lighting Programs implemented by Alameda, Gridley, Healdsburg, Lassen Municipal Utility District (LMUD), Lodi, Lompoc, Modesto Irrigation District (MID), Palo Alto, Roseville, Santa Clara (Silicon Valley Power), and Truckee Donner Public Utility District (TDPUD). The programs realized peak kW and kWh savings by paying incentives for the installation of high efficiency lighting systems, lamp removal (i.e., delamping), or controls. The lighting measures have an effective useful life of 16 years.1 Approximately 626 projects and 125,966 lighting fixtures were installed from 2001 through 2003 by programs sponsored by 11 utilities with $2,100,482 of SB5X funds administered by NCPA.


			82			Measurement & Verification Load Impact Study for NCPA SB5X LED Traffic Signals						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Measurement & Verification Load Impact Study for NCPA SB5X LED Traffic Signals_2005.pdf			This report provides Measurement and Verification (M&V) load impact study results for the NCPA SB5X Light Emitting Diode (LED) Traffic Signals Programs implemented by Lompoc, Modesto Irrigation District (MID), and Santa Clara. The programs realized peak kW and kWh savings by paying incentives to local city or county jurisdictions for the installation of high efficiency LED traffic signals. The three programs provided incentives totaling $450,697 for 4,924 LED traffic signals installed from 2001 through 2003 with SB5X funds administered by NCPA.


			83			Measurement & Verification Load Impact Study for Northern California Power Agency Senate Bill 5X Programs						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Measurement & Verification Load Impact Study for Northern California Power Agency Senate Bill 5X Programs_2005.pdf			This report provides Measurement and Verification (M&V) load impact study results for a portfolio of sixty-three (63) energy efficiency and renewable energy peak electricity demand reduction and load control (i.e., emergency based) programs. The programs were implemented by seventeen California public utilities with funding from SB5X and administered by NCPA under the auspices of the CEC.


			84			Nonresidential Direct Installation-No Author/Date						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\Nonresidential Direct Installation_.pdf			Small businesses provide a significant source of historically untapped potential for energy efficiency. Limited capital resources, lack of acceptance of the magnitude of the personal financial benefits of energy efficiency improvements and generally high discount rates for financial decisions are the primary barriers to participation. In addition, the majority of these customers occupy short-term leased facilities. Consequently, there is also a split incentive barrier to adoption of energy efficiency improvements. The Nonresidential Direct Installation program addresses these barriers by providing no-cost energy efficient retrofits and, beginning in 2006, on-bill financing.


			85			Statewide Survey of Multi-Family Common Area Building Owners Market Volume I: Apartment Complexes						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\Final Report Appendices_Statewide Survey of Multi-Family Common Area Building Owners Market_Vol_1 Apartment Complexes_2000.pdf			The survey of apartment complexes was one part of a larger survey that also included collecting data on common areas of condominium and homeowner associations. A major issue for the overall study related to preparing appropriate sampling frames and using those frames to select samples of multi-family facilities from which to collect data. These issues differed between common areas for apartment complexes and common areas for other types of multi-family housing (e.g., condominium associations).

                                                                                                                    The total sample for the overall survey consisted of 840 points. Based on consultations with the SCE Project Manager, the Study Liaison from the California Board for Energy Efficiency (CBEE), and interested parties from the other California utilities, it was determined to allocate 540 sample points to the survey of apartment complexes and 300 sample points to the survey of condominium and homeowner associations.


			86			California Standard Practice Manual: Economic Analysis of Demand-Side Programs and Projects-October 2001						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\California Standard Practice Manual-Economic Analysis of Demand Side Programs and Projects_2001.pdf			This manual identifies the cost and benefit components and cost-effectiveness calculation procedures from four major perspectives: Participant, Ratepayer Impact Measure (RIM), Program Administrator Cost (PAC), and Total Resource Cost (TRC). A fifth perspective, the Societal, is treated as a variation on the Total Resource Cost test. The results of each perspective can be expressed in a variety of ways, but in all cases it is necessary to calculate the net present value of program impacts over the lifecycle of those impacts.


			87			Update of Appliance Efficiency Regulations						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\Update of Appliance Efficiency Regulations_2005.pdf			On December 15, 2004, the Energy Commission adopted numerous changes to the Appliance Efficiency Regulations. The five commissioners also signed an Order Adopting Regulations and Directing Additional Rulemaking Activities. The amended regulations were approved by the Office of Administrative Law on March 16, 2005, and took effect April 15, 2005.


			88			WPSCERELG0017 & WPSCEG0018 CFL & LED Reference Mapping Spreadsheet March 2007-No Author						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\WPSCERELG0017 & WPSCEG0018 CFL & LED Reference Mapping Spreadsheet March 2007 fws 1.2c.xls			Excel table.


			89			2002 Building Efficiency Assessment Study - An Evaluation of the Savings By Design Program						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\GRR\2002 Building Efficiency Assessment Study-An Evalaution of the Savings By Design Program_2004.pdf			This document is the final report for the Building Efficiency Assessment (BEA) study for the statewide Non-Residential New Construction (NRNC) program area for 2002. This report contains summary results for both program participants of Savings By Design (SBD) and program non-participants. Savings By Design is the statewide NRNC energy efficiency program administered and implemented by Pacific Gas and Electric Company, San Diego Gas and Electric Company, Southern California Edison Company, and Southern California Gas Company, also known as the California investor-owned utilities (IOUs). The 2002 Building Efficiency Assessment Study does not include Southern California Gas Company program participants.

                                                                                                                     The key objectives of the study are to:

• Develop impact estimates for the gross whole building energy and demand savings resulting from the Savings By Design program,

• Develop impact estimates of both incented and non-incented measure categories,

• Develop estimates of both free-ridership and spillover at the measure and end-use level,

• Develop net savings results, and

• Provide a process evaluation of the SBD program from the perspective of the program participants.


			90			WeatherNetDataStation5.1-CTZ 13 Tulare						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\WeatherNetDataStation5.1-CTZ 13 Tulare.xls			Weather Data for Tulare California


			91			WeatherNetDataStation11.2-CTZ 9 Rosemead						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\WeatherNetDataStation11.2-CTZ 9 Rosemead.xls			Weather Data for Rosemead California


			92			WeatherNetDataStation12.2-CTZ 10 Rialto						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\WeatherNetDataStation12.2-CTZ 10 Rialto.xls			Weather Data for Rialto California


			93			WeatherNetDataStation14.1-CTZ 16 Bishop						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\WeatherNetDataStation14.1-CTZ 16 Bishop.xls			Weather Data for Bishop California


			94			WeatherNetDataStation17.1-CTZ 6 Long Beach						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\WeatherNetDataStation17.1-CTZ 6 Long Beach.xls			Weather Data for Long Beach California


			95			WeatherNetDataStation17.3-CTZ 8 Santa Ana						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\WeatherNetDataStation17.3-CTZ 8 Santa Ana.xls			Weather Data for Santa Ana California


			96			WeatherNetDataStation18.1-CTZ 15 Cathedral City						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\WeatherNetDataStation18.1-CTZ 15 Cathedral City.xls			Weather Data for Cathedral City California


			97			WeatherNetDataStation19.1-CTZ 14 Ridgecrest						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\WeatherNetDataStation19.1-CTZ 14 Ridgecrest.xls			Weather Data for Ridgecrest California


			98			DEER Consolidated						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2005\Copy of DEERConsolidatedv4.xls			Excel Spreadsheet


			99			Table 3-5 Annual Lighting Hours						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2005\Table 3-5 Annual Lighting Hours.xls			Excel Spreadsheet tabulating the Annual Lighting hours for different market sectors.


			100			SPC Reference Tables - 2001 Calculated Savings						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Multiple\2001 SPC HVAC Reference Tables.pdf			Calculated Savings for differenct types of buildings.


			101			2003 Express Air Conditioning						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Multiple\2003 Express Air Conditioning_03.pdf			Tables containing measures, market sectors, energy savings…


			102			Non-Res RCA Workbook References						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\O&M\Non-Res_RCA _workbook references.xls			Excel Spreadsheet


			103			2003 Ashrae Handbook - Heating, Ventilating, and Air-Conditioning Applications						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Other\2003 Ashrae Handbook-Heating, Ventilating, and Air-Conditioning Applications_.pdf			Specific Sections from the Ashrae Handbooks.


			104			Appendix C: Cost-Effectiveness Inputs and Load Impact Workpapers-Residential Lighting						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\CFLs\Appendix C-Cost Effectiveness Inputs and Load Impact Workpapers_2001.pdf			Compact Fluorescent Lighting (CFL)- Screw-in Bulbs and fixtures


			105			CFL-Loadshape Data-KEMA						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\CFLs\CFL-Loadshape_Data-KEMA-2to5Avg.pdf			Loadshape Data


			106			Dimmable PAR and Reflector Shape CFL-Goodmart.com						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\CFLs\Dimmable PAR and Reflector Shape CFL Lamps_2007_www.goodmart.com.pdf			Dimmable PAR and Reflector Shape CFL Prices


			107			E-Max-Creating Energy Efficiency for Commercial Businesses						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\CFLs\E-Max-Creating Energy Efficiency for Commercial Businesses_2007_www.emax.com.pdf			Online CFL Products.


			108			Energy Star Qualified Light Bulbs- 2006 Partner Resource Guide						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\CFLs\Energy Star CFL Incandescent Equivalency Chart_2006.pdf			This document is designed to help you promote ENERGY STAR qualified light bulbs.

                                                                                                                 Section I includes the latest consumer messaging on product features and benefits, as well as fun facts and usage tips.

                                                                                                               Section II summarizes the most recent data on ENERGY STAR market share, ENERGY STAR criteria, energy savings, and cost–effectiveness.


			109			Screw-in Globe Shape CFL Lamps-Goodmart.com						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\CFLs\Screw-in Globe Shape CFL Lamps_2007_www.goodmart.com.pdf			Globe Shape CFL Lamp prices


			110			ChanneLED3- The LED Alternative to Neo Channel Letter Lighting						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\LED\ChanneLED3.pdf			SloanLED brings the LED advantage to channel letter lighting. Rivaling neon’s brightness, ChanneLED3 offers significant energy savings, virtually no maintenance, easier installation and long Life.


			111			LED Holiday Lights						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\LED\LED Holiday Lights_2006.pdf			As holiday lighting is used more year-round, consumers are finding that LED (lightemitting diode) lights are an energy-efficient choice. LEDs were developed from

semiconductor technologies in the 1970s. Today, highly efficient LED flashlights, holiday lights, traffic signals and exit signs are available.

                                                                                                                   LEDs are constructed from tiny solid-state chips similar to those used in computers. These chips directly convert electricity to light without the use of a filament or glass bulb. Instead, the chips are encapsulated in solid plastic that are made into a variety of shapes and sizes. The most common style is the “strawberry” shaped bulb with the most common size being a string of 35 or 70 lights.


			112			Human Eye Response to LED Light: Scotopic versus Photopic Light and Vision						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\LED\LED Roadway Lighting-Human Eye Response to LED Light- Scotopic Vesus Photopic Light and Vision.pdf			Photoreceptors (i.e. light sensors) are located at the back surface of the human eye (1). This area is called the retina. The surface of the retina is composed of both rods (~120 million) and cones (~7 million) (2). Rods and cones are the primary means through which the eye receives images and translates optical signals that are transferred to the brain (2). There, the signals are converted to perceived visual images that are recorded.


			113			PGE-Holiday Flyer						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\LED\PGE-Holiday Flyer_2006.pdf			Holiday Flyer comparing the use of incandescent and led lights.


			114			A Celebration of Lights-Sylvania LED Light Chain						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\LED\Sylvania LED Light Chain_2006.pdf			Information about LED Light Chains


			115			Ultralux 4-Lamp T5 Fixture w/bulbs						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Linear Fluorescent\Ultralux 4-Lamp T5 Fixture with Bulbs_.pdf			Online ordering and prices


			116			SCE Lighting Spreadsheet						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Multiple\Copy of SCELighting.xls			SCE Lighting Spreadsheet


			117			Energy Efficiency Fact Sheet-Holiday Lights						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Multiple\Energy Efficiency Factsheet-Holiday Lights.pdf			The following is a closer look at two energy efficient and practical options. LED lights and fiber optic trees are the newest additions to the ever-growing types of holiday lighting now available.


			118			Home Energy Learning Program- Holiday Lights						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Multiple\Holiday Lights_2004.pdf			Holiday season lights can be both bright and energy-efficient and can often replace the need for regular porch or yard lighting over the holiday season. Choosing the appropriate holiday lights and lighting controls will ensure your display is as energy-efficient as possible.


			119			Non Residential Lighting Workpaper Spreadsheet (2003).						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Multiple\NR_Express_03_Lighting_WP.xls			Excel spreadsheet.


			120			SDG&E Residential Lighting Upstream Table (12-12-01)						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Multiple\SDG&E Res-lighting Upstream Table 12-12-01.xls			Excel Spreadsheet


			121			Sylvania Night Lights-The Good Night Lights						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Multiple\Sylvania Night Lights.pdf			Today’s SYLVANIA Night Lights are as functional as they are decorative. They provide

just the right amount of light needed for visibility and peace-of-mind. No need to

light up an area unnecessarily—wasting energy. SYLVANIA Night Lights can be used

just about anywhere you need the perfect little light.


			122			Savings by Design-Systems Approach						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Other\Lighting Insert_2006.pdf			Daylighting systems incorporating sidelighting from windows or clerestories, and toplighting from skylights or roof monitors are eligible for incentives. The kWh savings estimates are based on the kW of lighting controlled, the Performance Index (PI) of the glazing (visible light transmittance/solar heat gain coefficient), and the total area of high-performance glazing.


			123			Appendix B: Energy Savings and Other Program Assumptions						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Office Equipment\Appendix B (from 80 Plus Program Proposal) Energy Savings and Other Program Assumptions_2005.pdf			The following information provides the technical details necessary for utilities to determine their ability to participate in the program. Specifically, this section documents the per-unit energy and demand savings and methodology, as well as the additional power quality benefits. It also documents the program participation assumptions necessary to calculate program impact and costs for a utility service territory based on the per unit savings, and concludes with a brief explanation of the verification and evaluation activities.


			124			Process Evaluation Report For The SCE Agricultural Energy Efficiency Program						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Ag_Prog_Process_Eval_with Appendices_Word2003.doc			This report presents the results of a process evaluation of Southern California Edison’s (SCE’s) Agriculture Energy Efficiency Program.  In late 2006, SCE’s long-standing hydraulic testing services program was expanded to include nonresidential audits and incentives/rebates for the renovation or replacement of inefficient pumps and the purchase of efficient equipment.  The audit and incentive/rebate components of the Agricultural Energy Efficiency Program previously existed within other free-standing programs open to all SCE nonresidential customers.  The new Agricultural Energy Efficiency Program offers these components within an integrated environment for SCE’s agricultural customers.


			125			AC Energy Hog Roundup Program Evaluation						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\EnergyHog_DRAFT Report 02-05-07 with MECT comments.doc			Southern California Edison awarded Conservation Services Group (CSG) a $988,500 contract to implement the Air Conditioner Energy Hog Roundup Program under the 2004-2005 Innovative Designs for Energy Efficiency Activities (IDEEA) program. The AC Energy Hog Program was conducted in the Coachella Valley where high numbers of cooling hours and air conditioning are common.  The primary goal of the program was to identify inefficient residential central air conditioners and replace them with efficient air conditioners before their useful life ended.  System replacements and tune-ups were expected to produce peak demand reduction and long-term energy savings.


			126			Energy Hog Roundup Program Evaluation General Comments Master Evaluation Contractor Team						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Response MECT 1185-04 Energy Hog evaluation general comments 06-03-2007.doc			The review of the evaluation report for the SCE Energy Hog Roundup program is based on the final evaluation plan submitted by Quantec and approved by the Energy Division of CPUC.  General comments on the evaluation report are listed below.  Additional comments have been made directly to the report as comments or tracked changes.


			127			Motors: Adjustable-Speed Drives						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Motors\Controls\Motors-Adjustable Speed Drives.pdf			Adjustable-speed drives (ASDs) allow induction-motor-driven loads such as fans and pumps to operate in speed ranges as wide as 10 to 300 percent of fixed speed. (They are also called variable-frequency drives, variable-speed drives, variable-frequency inverters, or frequency converters.) By controlling motor speed so that it finely corresponds to varying load requirements, ASD installations can increase energy efficiency (in some cases energy savings can exceed 50 percent), improve power factor and process precision, and afford other performance benefits such as soft starting and overspeed capability. They also can eliminate the need for expensive and energy-wasting throttling mechanisms such as control valves and outlet dampers.


			128			Energy Savings Potential for Commercial Refrigeration Equipment


			129			High Efficiency Specifications for Solid Door Refrigerators and Freezers and Glass Door Refrigerators						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Refrigeration\Doors\High Efficiency Refrigeration Specifications_2005.pdf			Outlines the Efficiency Requirements for any Refrigerator/Freezer to qualify for the CEE Commercial Kitchens Initiative.


			130			ASHRAE Standard 117-1992: Method of Testing Closed Refrigerators									ASHRAE's method for testing closed refrigerators.


			131			Energy Efficiency Policy Manual-Version 2						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\Energy Efficiency Policy Manual-Version 2.pdf			This document contains the California Public Utilities Commission’s (Commission) policy rules in the development and evaluation of energy efficiency programs in

California. The policy rules in this document guide applicants proposing energy

efficiency programs to the Commission in designing program proposals, applying for

funding, and implementing their programs.


			132			Energy Efficiency Policy Manual-Version 4.0						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\Energy Efficiency Policy Manual-Version 4.pdf			This document presents the California Public Utilities Commission’s (Commission) policy rules and related reference documents for the development and evaluation of energy efficiency programs funded by ratepayers in California. Referred to as the Energy Efficiency Policy Manual, Version 4.0, this document shall apply to all energy efficiency activities commencing in program year (PY) 2005 and beyond.


			133			2005 Appliance Efficiency Regulations						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 20\2005 Appliance Efficiency Regulations CEC-400-2005-012-2005.pdf			This Article applies to the following types of new appliances, if they are sold or offered for sale in California, except those sold wholesale in California for final retail sale outside the state and those designed and sold exclusively for use in recreational vehicles, or other mobile equipment. Each provision applies only to units manufactured on or after the effective date of the provision.


			134			2003 Appliance Efficiency Regulations						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 20\2003 Appliance Efficiency Regulations CEC-P400-03-016.pdf			This Article applies to the following types of new appliances, if they are sold or offered for sale in California, except those sold wholesale in California for final retail sale outside the state and those designed and sold exclusively for use in recreational vehicles, or other mobile equipment. Each provision applies only to units manufactured on or after the effective date of the provision.


			135			ASHRAE standard 72-2005: Method of Testing Commerical Refrigerators and Freezers


			136			2003 Energy Star Program Requirements for Commercial Steam Cookers						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Water Heating\Electric Tank\2003 Energy Star Program Requirements for Commercial Steam Cookers.pdf			Product specification for Energy Star qualified commercial steam cookers. A product must meet all of the identified criteria if it is to be labeled as ENERGY STAR by its manufacturer.


			137			Standard Test Method for the Performance of Steam Cookers.									Test method for the performance of steam cookers


			138			Commercial Cooking Appliance Technology Assessment						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Food Service Equipment\Commercial Cooking Appliance Technology Assessment.pdf			Many food service operations rely heavily on the versatility of ovens. Operators can cook varieties of foods in large quantities with a single appliance. As a result of their versatility, ovens are the most widely used appliance in the food service industry.


			139			E3 Calculator						http://www.ethree.com/cpuc_cee_tools.html


			140			Standard Test Method for the Performance of Hot Food Holding Cabinets.									Test method for the performance of hot food holding cabinets.


			141			Purchasing Specifications for Hot Food Holding Cabinets.						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Food Service Equipment\Purchasing Specifications for Hot Food Holding Cabinets.pdf			When buying hot food holding cabinets through commercial sources, select products that are ENERGY STAR®-qualified (see For More Information), all of which meet the Performance Requirements shown above. Most manufacturers and retailers display the ENERGY STAR logo on complying models. For models not displaying this logo, check the manufacturer’s literature (Web site, operating manual, product specifications) to determine if the power level or idle energy rate meets this specification.


			142			California Retail Food Code						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Food Service Equipment\California Retail Food Code.pdf			The provisions contained in this Part provide for a system of prevention and overlapping safeguards designed to minimize foodborne illness, ensure employee health, demonstrate industry manager knowledge, ensure safe food, specify nontoxic

and cleanable equipment, and delineate acceptable levels of sanitation of food facility premises.


			143			SCE Express Efficiency Program: Food Service Equipment						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Food Service Equipment\SCE Express Efficiency Program - Food Service Equipment.pdf			List of rebates available for installing specific equipment.


			144			Energy Efficiency Policy Manual-Version 3: Attachment 3						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\Energy Efficiency Policy Manual-Version 3-Attachment 3.pdf			This document presents the California Public Utilities Commission’s (Commission)

policy rules and related reference documents for the development and evaluation of

energy efficiency programs funded by ratepayers in California. Referred to as the

Energy Efficiency Policy Manual, Version 3, this document shall apply to all energy

efficiency activities commencing in program year (PY) 2006 and beyond.


			145			Standard Test Method for the Performance of Open Deep Fat Fryers									Test method for open deep fat fryers.


			146			Purchasing Specifications for Griddles						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Food Service Equipment\Purchasing Specifications for Griddles.pdf			This purchasing specification applies to commercial grade, electric and gas griddles. When buying griddles through commercial sources, select products that meet the Performance Requirements shown above. The federal supply sources for griddles are the General Services Administration (GSA) and Defense Logistics Agency (DLA). GSA sells griddles through its Multiple Awards Schedules program and on-line shopping network, GSA Advantage! DLA offers them through the Defense Supply Center Philadelphia and online through DoD EMall.


			147			Standard Test Method for the Performance of Griddles									Test method for griddles.


			148			Standard Test Method for the Performance of Combination Ovens									Test Method for combination ovens.


			149			Purchasing Specifications for Commerical Ice-Cube Machines						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Food Service Equipment\Purchasing Specifications for Commercial Ice Cube Machines.pdf			The federal supply sources for ice-cube machines are the Defense Logistics Agency (DLA) and the General Services Administration (GSA). DLA sells ice-makers through its “Customer Value Contracts” program. GSA offers ice-cube machines on Schedule 73-III, as well as through its on-line shopping network, GSA Advantage! Select a model that meets the recommended level for that type and capacity. For a contractor-supplied ice-cube machine, specify an energy consumption rate that meets the Efficiency Recommendation.


			150			Codes and Standards Enhancement Initiative For PY2004: Title 20 Standards Development						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 20\Codes and Standards Enhancement Initiative for PY2004_2004.pdf			The Pacific Gas and Electric Company (PG&E) Codes and Standards Enhancement (CASE) Initiative Project seeks to address energy efficiency opportunities through development of new and updated Title 20 standards. Individual reports document information and data helpful to the California Energy Commission (CEC) and other stakeholders in the development of these new and updated standards. The objective of this project is to develop CASE Reports that provide comprehensive technical, economic, market, and infrastructure information on each of the potential appliance standards. This CASE report covers standards and options for residential air handler fans.


			151			ARI Standard 810: Performance Rating of Automatic Commercial Ice-Makers						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Food Service Equipment\ARI Standard 810-2003 Performance Rating of Automatic Comm Ice Makers.pdf			The purpose of this standard is to establish for Automatic Commercial Ice-Makers: definitions; test requirements; rating requirements; minimum data requirements for Published Ratings; marking and nameplate data; and conformance conditions


			152			Packaged Commercial Refrigeration Equipment: A Briefing Report For Program Planners And Implementers									We recommend that energy efficiency program operators begin a program in 2003 to promote reach-ins and ice-makers meeting the CEE tier 1 and tier 2 specifications. We provide specific program recommendations at the end of this report. We also advise that program operators promote the Vending Miser control for vending machines in 2003. In addition, we propose that program implementers support efforts to (1) develop ENERGY STAR and CEE specifications for vending machines and beverage merchandisers (so that this equipment can be promoted in 2004) and (2) enact minimum-efficiency standards on reachins and ice-makers at the national and state levels in order to complete the market transformation process. (California and other states as well as the U.S. Department of Energy [DOE] are now working on such standards.)


			153			CR1 Hotel Key Card System						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Controls\Hotel Key Card System_2004.pdf			To reduce hotel/motel lighting and HVAC energy use, several products are coming to market that minimize usage during unoccupied periods through the use of the key card. The key card systems achieve this goal through different methods. One approach controls energy consumption through the door key card and additional sensors that determine guest occupancy. The second is a stand-alone unit that determines occupancy through a dedicated key card system; if the guest is present, the card is in the reader and if not the guest has the card and energy consumption is minimized.


			154			ASHRAE Pocket Guide for Air Conditioning, Heating, Ventilation, Refrigeration (IP Edition)


			155			2005 ASHRAE Handbook - Fundamentals									2005 ASHRAE handbook


			156			NFRC's Window Film Certification and Labeling Program						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Building Envelope\Fenestration\NFRC's Window Film Certification and Labeling Program.pdf			Window film manufacturers are now able to certify their products' energy performance ratings according to the National Fenestration Rating Council (NFRC) certification process.


			157			DEER Window Films Excel Spreadsheet						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Building Envelope\Fenestration\DEER Window Films Spreadsheet.xls			Excel Spreadsheet


			158			Thermal Distribution Systems in Commercial Buildings						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Building Envelope\Insulation\Thermal Distribution System in Commercial Buildings.pdf			Previous research suggests that HVAC thermal distribution systems in commercial buildings suffer from thermal losses, such as those caused by duct air leakage and poor duct location. Due to a lack of metrics and data about the potentially large energy savings from reducing these losses, the California building industry has mostly overlooked energy efficiency improvements in this area.


			159			ASHRAE Pocket Guide for Air Conditioning, Heating, Ventilation, Refrigeration (IP Edition)


			160			2004-2005 Building Efficiency Assessment Study


			161			Demand-Controlled Ventilation in Vehicle Parks						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Building Envelope\Other\Demand-Controlled Ventilation in Vehicle Parks.pdf			To provide a basis for discussion in purchasing and demand specification of

cost-effective solutions for energyefficicent ventilation control and reliable gas detection in garages.


			162			Demand-Controlled Ventilation in a Garage						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Building Envelope\Other\Demand-Controlled Ventilation in a Garage.pdf			The property company AB Ragne manages a garage in Malmö, in the Cedern block, Disponentgatan 19-23. In december 2000 a simple demand-controlled ventilatilation system was installed there based on a CO/CO2 combination sensor of model mSENSE II from Senseair. An induction fan is steered intermittently on/off based on CO and CO2 level measurements in the garage. The levels chosen for on/off switching are 35/30 ppm CO or 1500/1400 ppm CO2. The purpose of this ventilation solution is to ensure a good garage environment for users while at the same time maintaining low energy-use and low investment costs.


			163			Interactive Web-based Owning and Operating Cost Database (TRP-1237)


			164			Equipment Life and Maintenance Cost Survey (RP-186)


			165			An Energy Assessment of Fume Hoods with and without Automated Sash Positioning Systems at Amgen., Inc..


			166			Automatic Fume Hood Sash Closure – demonstration and test at the University of  California at Davis


			167			ASHRAE Applications Handbook - Comparison of Service Life Estimates


			168			ASHRAE standard 62-1999						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Building Envelope\Other\ASHRAE Standard 62.pdf			Outdoor air requirements for ventilation


			169			Demand Control Ventilation Using CO2.


			170			A.08-07-021-Proposed Energy Efficiency Risk-Reward Incentive Mechanism and EM&V Activities						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\A.08-07-021_Proposed Energy Efficiency_99882.pdf			This white paper introduces a framework for considering modifications to the energy efficiency risk-reward incentive mechanism (RRIM) and the evaluation, measurement, and verification (EM&V) activities that are currently used to measure performance and determine incentive awards or penalties for the investor owned utilities (IOUs or utilities). The California Public Utilities Commission (CPUC or Commission) has determined that improvements to the incentive mechanism are necessary in order to make the earnings process more transparent, streamlined, and less controversial, while also encouraging the IOUs to achieve the Commission’s core energy efficiency policy goals. On January 29th, 2009 the CPUC instituted Rulemaking 09-01-019 to examine and reform the Commission's energy efficiency incentive mechanism. The rulemaking anticipated this white paper, and indicated that issues raised within this document are preliminarily within the scope of the new

proceeding. Comments on this white paper will be considered, as directed by the Assigned Commissioner.


			171			A.08-07-021-Energy Division Straw Proposal on EM&V Issues for June 17th EM&V Workshop						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\Energy Division Straw Proposal on EM&V Issues.pdf			The proposals presented in this document represent the Energy Division’s current vision and recommendations for Evaluation, Measurement and Verification (EM&V) for the 2009 – 2011 energy efficiency program period. The purpose of this document is to propose ideas to stimulate comments and develop a record on key 2009 – 2011 EM&V issues.


			172			California Statewide Residential Appliance Saturation Study Update to Air-Conditioning Unit Energy Consumption Estimates Using 2004 Billing Data						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\California Statewide Res App Saturation Study_2006_400-2006-009.pdf			The California Statewide Residential Appliance Saturation Study (RASS) was performed in late 2002, produced through 2003, and delivered in 2004. The original RASS conditional demand model used a combination of customer billing data with

the responses from the customer survey to model end uses and develop unit energy

consumption results for those end uses. During the original RASS analysis cycle, the

project team developed air conditioning unit energy consumption (UEC) estimates

that were lower than expected. In reviewing these results, it was hypothesized that

these low estimates could have been the result of California’s 20/20 program, which

provided consumers with incentives to dramatically reduce their energy consumption.


			173			After-hours Power Status of Office Equipment and Energy Use of Miscellaneous Plug-Load Equipment						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Office Equipment\After-hours Power Status of Office Equipment and Inventory of Misc Plug-Load Equipment.pdf			The main purpose of this study is to supplement and update previous data we collected on the extent to which electronic office equipment is turned off or automatically enters a low power state when not in active use. In addition, it provides data on numbers and types of office equipment, and helps identify trends in office equipment usage patterns. These data improve our estimates of typical unit energy consumption and savings for each equipment type, and enables the ENERGY STAR Office Equipment program to focus future effort on products with the highest energy savings potential.


			174			Savings Estimates for the United States Environmental Protection Agency’s ENERGY STAR Voluntary Product Labeling Program									ENERGY STAR is a voluntary energy efficiency-labeling program operated jointly by the United States Department of Energy and the United States Environmental Protection Agency (US EPA). Since the program's inception in 1992, ENERGY STAR has become a leading international brand for energy-efficient products. ENERGY STAR's central role in the development of regional, national, and international energy programs necessitates an open process whereby its program achievements to date as well as projected future savings are shared with committed stakeholders.


			175			Network Power Management Software, Saving Energy by Remote Control


			176			U.S. Building Sector Energy Efficiency Potential


			177			Energy Consumption by Office and Telecommunications Equipment in Commercial Buildings, Volume II: Energy Savings Potential						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Office Equipment\Energy Consumption by Office and Telecommunications Equipment in Commercial Buildings.pdf			Over the past twenty years, the robust penetration of computing devices into the workplace and the rise of the Internet and its associated infrastructure (server computers, UPSs, etc.) has lead to a dramatic increase in the energy consumed by nonresidential office and telecommunications equipment (ADL 2002). Consequently, nonresidential ofice and telecommunications equipment accounted for just under 3 percent of U.S. electricity consumption in 2000.


			178			Designing for Energy Efficiency - White Paper for the Intel® 3 Series Chipset						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Office Equipment\White Paper for the Intel® 3 Series Chipset.pdf			Over the last twenty-five years, computers have become pervasively used tools that have increased productivity in the office and enhanced entertainment and utility within the home. Their remarkable growth has been fueled by amazing advancements in performance, capability, and affordability. As the number of computers has grown, so has the need for delivery and deployment in increasingly greater energy-conscious ways. More energy-friendly computers can have an effect on both the available energy capacity as well as on the ecological impacts of generating additional electricity to meet growing demands.


			179			Market Progress Evaluation Report - EZ Conserve, No. 1						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Office Equipment\EZ Conserve, No. 1.pdf			The Northwest Energy Efficiency Alliance (Alliance) and EZConserve, Inc. (EZConserve) have formed a public/private partnership to help commercialize the EZConserve Surveyor Network Energy Manager software (Surveyor).                   The Surveyor Network Energy Manager is a software tool that allows

Information Technology (IT) administrators in large PC-dependent

organizations to remotely control the power management features of their

networked PCs, synchronize the use and adoption of energy management

strategies, and implement on-demand shut down of either a group of PCs or

the entire population, all through a single network interface.


			180			Market Progress Evaluation Report, No. 2 - Surveyor Network Energy Manager						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Office Equipment\Surveyor Network Energy Manager.pdf			This MPER covers research and analysis conducted between November 2003 and April 2004 and includes a project characterization, market characterization, findings from customer interviews, verification of Surveyor functionality and savings, and cost effectiveness analysis.


			181			San Diego Gas & Electric 2004-2005 Local Energy Savers Program Evaluation Report						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\GRR\SDGE 2004-2005 Local Energy Savers Program Evaluation Report.pdf			San Diego Gas and Electric (SDG&E) implemented the Energy Savers Program (ESP) during 2004 and 2005. The ESP provides incentives for public and non-profit businesses to install energy-efficient non-commercial refrigerators, torchieres, and computer/monitor plug load sensors. The Program targeted its services to school districts, military bases, churches, and other not-for-profit organizations.


			182			Electricity Used by Office Equipment and Network Equipment in the U.S. - Detailed Report and Appendices						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Office Equipment\Electricity Used by Office Equipment and Network Equipment in the U.S..pdf			In this study, we examined energy use by office equipment and network equipment at the end of 1999. We classified office equipment into 11 types; for each type we estimated annual energy consumption for residential, commercial, and industrial use by combining estimates of stock, power requirements, usage, and saturation of power management. We also classified network equipment into six types and estimated the annual energy consumption for each type.


			183			Efficiency Improvements in U.S. Office Equipment: Expected Policy Impacts and Uncertainties


			184			2006 ASHRAE Handbook


			185			Golf Cart Drive Train and Charging						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Other\Golf Cart Drive Train and Charinging EE.ppt			Powerpoint presentation regarding golf cart technology.


			186			Energy Efficiency and Performance Testing of Non-Road Vehicles - Golf Carts						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Other\Test procedure -- golf Carts draft.doc			The purpose of SCE’s evaluation of electric vehicles (EVs), EV chargers, batteries, and related items is to support their safe and efficient use and to minimize potential utility system impacts.


			187			A.08-07-021 - Interim Decision Determining Policy and Counting Issues for 2009 to 2011 Energy Efficiency Programs						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\A.08-07-021_Interim Decision Determining Policy and Counting Issues for 09-11 EE Programs.pdf			This decision adopts changes in existing rules on the calculation of energy savings and portfolio cost-effectiveness for the 2009-2011 energy efficiency portfolio applications of Pacific Gas and Electric Company (PG&E), Southern California Edison Company, Southern California Gas Company (SoCalGas), and San Diego Gas & Electric Company (SDG&E) (collectively, the Utilities). The adopted changes will enable the state’s investor-owned utilities (IOUs or Utilities) to build portfolios of energy efficiency programs that are consistent with the strategic direction for energy efficiency investment set forth in the California Energy Efficiency Long-Term Strategic Plan (Strategic plan) and our policy decisions.


			188			2004 ASHRAE handbook - HVAC Systems and Equipment


			189			Final Evaluation, Monitoring, and Verification (EM&V) Report for 2004-2005 EnergySmart Grocer Program						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\04-05_EnergySmart_Grocer_Eval_Final_Report.pdf			The Energy Smart Grocer (ESG) Program implemented by Portland Energy Conservation, Inc. (PECI), worked to provide information, technical assistance, and financial incentives for independent grocers to purchase and install energy efficient refrigeration, lighting and HVAC systems. The program was delivered to independent food retailers in the territories of PG&E, SCE, and SDG&E, and was planned to facilitate 1,300 retrofits over the two-year period of 2004-2005 and deliver 59,164,941 annual kWh of energy savings, according to the CPUC decision approving the program.


			190			Evaluation of the SDG&E 2004-05 Small Business Energy Efficiency Program						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Evaluation of the SDG&E Small Business EE Program.pdf			The San Diego Gas and Electric (SDG&E) Small Business Energy Efficiency (SBEE) program targets the very small (< 20 kW), hard-to-reach nonresidential customers to increase the adoptions of selected energy efficient measures. Customers in this market segment do contribute to the public goods fund but historically have had low participation rates in other rebate programs that require the customer to pay at least a portion of the measure cost. To address this issue, the SBEE Program installs energy efficiency measures at no cost for eligible customers within this target group. Customers are first given a complete energy assessment of the facility from which a set of recommended measures is developed. Following this, a separate contractor visits the facility and installs the measures identified in the initial audit.


			191			GE ECM Evaporator Fan Motor Energy Monitoring						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Motors\ECM\GE ECM Evaporator Fan motor Energy Monitoring.pdf			Evaporator units are integral components of commercial walk-in refrigerators and freezers. The small fans housed within these units continuously move air across the evaporator coils and circulate it throughout the cooled spacce. Most come equipped with fans that are driven by relatively low efficiency, shaded-pole (SP) or permanent split capacitor (PSC) induction-type electric fan motors. Individually, these small induction-type fan motors may seemingly not consume a great deal of energy, but the energy consumption and operating cost of multiple evaporator fans combined and running continuously can accumulate to substantial amounts.


			192			Energy Policy Act of 2005						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Federal\Energy Policy Act of 2005.pdf			Energy Policy Act of 2005


			193			EUL Estimate for the 2002 Appliance Recycling Program - Memorandum						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\EUL Estimate for the 2002 Appliance Recycling Program.pdf			This memo provides an estimate of the effective useful life (EUL) of the energy savings attributed to Southern California Edison’s (SCE’s) 2002 Appliance Recycling Program by the first-year impact evaluation. A measure’s EUL is defined as its median survival time. So, this study estimates the time at which half the savings estimated by the first-year impact evaluation are no longer being realized. The results are presented first and are followed by a discussion of the analysis approach.


			194			Inclusion of Solar Reflectance and Thermal Emittance Prescriptive Requirements for Residential Roofs in Title 24						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\Inclusion of Solar Reflectance and Thermal Emittance Req.pdf			The current (2005) Title-24 standards prescribe minimum values of solar reflectance and thermal emittance for low-sloped roofs (i.e., roofs with a ratio of rise to run not exceeding 2:12) on nonresidential buildings. This report proposes adding prescriptive requirements for the solar reflectance and thermal emittance of roofs to California’s Title-24 standards for residential buildings with steep-sloped roofs (i.e., roofs with a ratio of rise to run exceeding 2:12) and residential buildings with low-sloped roofs.


			195			California Statewide Residential Appliance Saturation Study (RASS) Web site						http://websafe.kemainc.com/RASSWEB/DesktopDefault.aspx


			196			Evaluation of Southern California Edison’s Residential Audit Programs: Final Report						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Evaluation of SCE's Res Audit Programs - Final Report.pdf			There are several motives for this study. Concerns have been raised about the costeffectiveness of the residential audit programs, concerns that have focused on the persistence of savings. Concerns have also been raised about whether the effective useful life of the energy and demand savings currently used in benefit-cost calculations for residential audits should be revised, whether reports of program impacts should be submitted quarterly or annually, and what should be contained in these reports. An update, based on the PY 2000 audit programs, of the energy savings and the extent to which customers are satisfied with their audits was also needed. Finally, questions have been raised about what types of customers choose to participate in SCE’s audit programs, how they differ by type of audit, and whether it would be useful to explore further target marketing as a way to improve rates of participation and, therefore, cost-effectiveness.


			197			Computer Key Product Criteria						http://www.energystar.gov/index.cfm?c=computers.pr_crit_computers			A well-designed ENERGY STAR qualified computer will not lose its network connection, which could lead to a loss of data, while in the low-power or sleep mode. Additionally, ENERGY STAR qualified computers with networking capabilities have the ability to enable and disable Wake On LAN for Sleep mode, allowing greater use of low power modes without a loss of IT system maintenance capabilities.


			198			Energy Consumption by Consumer Electronics in U.S. Residences						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Consumer Electronics\Energy Consumption by Consumer Electronics in U.S. Residences.pdf			Over the past several decades, consumer electronics (CE) have played an increasingly greater role in peoples' lives and, as a result, the number of CE devices in peoples' homes has grown. Furthermore, CE has gone from a small portion of U.S. residential electricity consumption in the mid-1970s (Sanchez et al. 1998), to a distinct energy consumption end use. In addition, in recent years, CE increasingly has been a focus of energy efficiency programs and initiatives in the United States and around the world.


			199			Energy Star Monitor Calculator Assumptions						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Consumer Electronics\Energy Star Monitor Calculator.xls			An energy savings calculator for monitors.


			200			Motorboss Motor Controller Field Test - Final Report						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Motors\Controls\integra_test_report_nevada_power.pdf			The Motorboss motor controller is a device designed to work with an electric motor to optimize the motor voltage at partial loads to reduce magnetic losses in the motor core. This reduces the electrical demand and energy consumption of the electric motor. The motor controller is most beneficial in reducing losses for motors running for long periods at low loads.


			201			The Green Data Center - Energy Efficient Computing in the 21st Century						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Office Equipment\The green data center energy efficient computing in the 21st century.pdf			With energy consumption concerns mounting throughout the data center, IT departments are turning to solutions small and large to redress their power consumption woes. And as data center technologists look to sources of inefficiency, rack servers are clear culprits. Ordinary rack servers are responsible for the bulk of the IT energy crisis— both in the number of units in place and the amount of energy they waste.


			202			Energy Efficiency Policy Manual - Version 3.1						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\Energy Efficiency Policy_Manual_V3_1.pdf			Applicable to post-2005 Energy Efficiency Programs


			203			Energy Policy Act of 1992: The Scope of Electric Motors Subject to Efficiency Standards on October 24, 1997						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Motors\Other\energy-policy-act-1992.pdf			The Energy Policy Act of 1992 (EPAct) covering efficiency levels of general purpose industrial motors is effective October 24, 1997. The basic intent of the law is to reduce the rate of energy consumption in the U.S. by requiring the use of energy efficient products. In an attempt to accomplish this goal, EPAct mandates that most industrial AC motors imported or produced for sale in the United States must meet energy-efficient requirements as defined by Table 12-10 from NEMA Standard MG 1.


			204			Energy-Efficient Motor Systems: A Handbook on Technology, Program, and Policy Opportunities									Motors use more than half of all electricity, yet efforts to improve efficiency and cost-effectiveness of drivepower systems have received relatively little attention. This volume outlines a systems approach encompassing efficient motors, optimized controls, improved component sizing and repair, better transmission hardware, and more comprehensive monitoring and maintenance.


			205			Energy Efficient Motor Systems


			206			Impact Evaluation of Commercial Measures


			207			Commercial, Industrial and Agricultural Direct Rebate Engineering Study Phase II Draft Report


			208			2008 Building Energy Efficiency Standards for Residential and Nonresidential Buildings						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\Title 24 - 2008 Building Energy Efficiency Standards for Res and Non Res.pdf			This article contains administrative regulations relating to the energy building regulations in Title 24, Part 6. This article applies to all residential and nonresidential buildings.


			209			The Opportunity for Market Transformation in the Industrial Pump Market: A Discussion Paper and Call to Action						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Pumping\Other\Pump Industry MT White Paper v9.pdf			This paper is jointly developed by the Northwest Energy Efficiency Alliance and Pump

Systems Matters to discuss and develop a common understanding of the definition of

market transformation, the structure of the industrial pump industry, and identify the

opportunities for market transformation of the industrial pump industry. Both

organizations recognize that the industrial pump industry represents a significant

opportunity for energy savings, and increased sales opportunity, by transforming the

industry to be “life-cycle-cost” oriented.


			210			Pump System Basic Assessment Guide						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Pumping\Other\Pump_System_Basic_Asses_Guide_for_Web.pdf			Pump Systems Matter™ sponsors developed this guide to outline the process of a basic pump system assessment. An assessment identifies pump systems that could be investigated further for cost-effective system improvements. It also catalogues other pump systems so that their potential can be reviewed later under different conditions (e.g., higher cost of energy, additional resources).


			211			Improving Pumping System Performance						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Pumping\Other\improving pumping system performance.pdf			This sourcebook is designed to provide pumping system users with a reference that outlines oppor-tunities for improving system performance. It is not meant to be a comprehensive technical text on pumping systems; rather, it provides practical guidelines and information to make users aware of potential performance improvements. Guidance on how to find more information and assistance is also included.


			212			Performance Evaluation of Rooftop Air Conditioning Units At High Ambient Temperatures						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\AHUs\2004 ACEEE Paper 202_RTU at High Ambient.pdf			The purpose of this research is to determine the impact of high ambient temperatures on the electric demand and cooling efficiency of five-ton RTUs. This study seeks to better understand efficiency degradations and electric demand implications of high efficiency and standard efficiency units for three leading RTU manufacturers under realistic peak summer cooling conditions seen in California.


			213			EUL/RUL Values Provided through Excel Spreadsheet						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2008\Copy of EUL_Summary_10-1-08.xls			Effective/Remaining useful life values


			214			2008 Database for Energy Efficient Resources, NTG Values- To be used for 2009 Bridge Funding period reporting, provided through excel spreadsheet						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2008\Copy of Updated DEER NTG Values for 2006-07 final 2008-10-10.xls			Updated DEER NTG values for 2006-2007 final 2008-10-10


			215			Revised DEER Measure Cost Summary						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2008\Revised DEER Measure Cost Summary (05_30_2008) Revised (06_02_2008).xls			Measure Cost Summary


			216			2009 Appliance Efficiency Regulations						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 20\2009 appliance efficiency regulations CEC-400-2009-013.pdf			The Appliance Efficiency Regulations include standards for both federally-regulated appliances and non-federally-regulated appliances. Twenty-three categories of appliances are included in the scope of these regulations. The standards within these regulations apply to appliances that are sold or offered for sale in California, except those sold wholesale in California for final retail sale outside the state and those designed and sold exclusively for use in recreational vehicles or other mobile equipment.


			217			Statewide Codes and Standards Market Adoption and Noncompliance Rates						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Federal\Statewide Codes and Standards_Final.pdf			The California Statewide Codes and Standards Program (C&S Program, or Program) is implemented by the state’s investor-owned utilities and seeks to improve energy efficiency by influencing the periodic updates to the Title 20 and Title 24 standards. A consortium of representatives from each of the investor-owned utilities, called the Stakeholder Review Committee (SRC), works to propose the updates and monitor changes in energy use and market trends as a result of the codes. The most recent round of updates to the standards went into effect in late 2005 for the building standards, and in the period 2006-2008 for the appliance standards.


			218			Strategies for Improving HVAC Efficiency with Quality Installation and Service						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Quality Installation\ID181_Mowris_final.pdf			Residential and commercial air conditioning use the largest share of electricity demand in the United States with approximately 33% or 344 GW and 313 TWh. Space heating uses 5.08 quadrillion Btu per year or 57.3% of total residential and  commercial gas consumption in the US. There are approximately 93 million air conditioners and 35 million furnaces in the US. Each year 6 million new

air conditioners and 3.5 million new furnaces are installed. Research shows 50 to 70% of heating, ventilating, and air conditioning systems have improper refrigerant charge and airflow, leaky ducts, over-sized units, mismatched coils, or improper maintenance/operation causing them to be 10 to 40% less efficient than if they received quality installation or service (QIS). Significant energy and peak

demand savings can be achieved with following measures: proper refrigerant charge/airflow, duct testing/sealing, cleaning condenser coils, proper-sized coils, matching coils, economizer maintenance, and cool roofs/attics. The historic market barriers to HVAC QIS measures include: organizational practices, high start-up costs, service availability, performance uncertainty, and lack of information. Innovative strategies are required to overcome these market barriers such as customer education, marketing, incentives, standards, labels, and verification service providers to train and equip HVAC technicians to deliver QIS measures. This paper provides an overview of energy savings, market barriers, and strategies in the US to improve HVAC efficiency with QIS and transform the market.


			219			Peak Demand and Energy Savings from Properly Sized and Matched Air Conditioners									Air conditioner energy efficiency ratings generally decrease by 2 to 8% per ton as the cooling capacity increases, and most residential and commercial air conditioners in the United States are oversized by 25 to 50%. Published field studies from pilot programs in hot climates have reported peak demand savings of 0.4 to 1.6 kW per unit for properly sized air conditioners. Improperly matched evaporators and condensers (even systems listed in the Air-conditioning and Refrigeration Institute directory) can reduce efficiency by 4 to 27% and increase peak demand by 0.2 to 1.2 kW per unit. Residential and commercial air conditioning electricity consumption in the United States accounts for 45% of average summer peak-day loads and 13% of total electricity usage. Potential savings from properly sized and matched air conditioners are estimated to be 37.2 +/- 2.2 GW and 10.2 +/- 1.8 TWh per year, and 6.6 +/- 1.1 million metric tones of carbon dioxide per year. The economic savings in terms of avoided power plants and unnecessary air conditioning equipment are estimated to be $61 to $122 billion.


			220			Appendix B - Table of Standard Fixture Wattages 2009						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Other\2009 SPC Manuals\090601_SCE_B_Standard_Fixture_Watts.pdf			The 2009 Table of Standard Fixture Wattages was generated under the following guidelines:

1. All fixtures must comply with Title 10 of the Code of Federal Regulations (same as CWT) as well as California’s Title 24 Regulations; and

2. All fixtures using 4-foot or U-tube “standard” 40 W fluorescent lamps (F40T12 or FU40T12) are excluded, with the exception of equivalent “standard” high-output and instant-start fixtures. All fixtures with 8-foot “standard” 75 W lamps (F96T12) are excluded as well as all fixtures with 8-foot “high output” 110 W lamps (F96T12HO).


			221			Climatic Data for Region X						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Other\ASHRAE Climatic Data for region X.pdf			These tables present climatic data for 1047 localities in Region X: 204 in Arizona, 641 in California, 91 in Hawaii, and 111 in Nevada. Any weather station with seven to 25 years of daily "max-min" temperatures, plus localities listed in the World Almanac with populations of 5000 or more, are included.


			222			Energy Conservation Program for Commercial and Industrial Equipment: Energy Conservation Standars for Commercial Ice-Cream Freezers…						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Other\comml_refrig_anopr_072607.pdf			The Energy Policy and Conservation Act (EPCA) authorizes the Department of Energy (DOE) to establish energy conservation standards for various consumer products and commercial and industrial equipment, including commercial ice-cream freezers; self-contained commercial refrigerators, commercial freezers, and commercial refrigerator-freezers without doors; and remote condensing commercial refrigerators, commercial freezers, and commercial refrigerator-freezers, if DOE determines that energy conservation standards would be technologically feasible and economically justified, and would result in significant energy savings. DOE publishes this Advance Notice of Proposed Rulemaking (ANOPR) to consider establishing energy conservation standards for the categories of commercial refrigeration equipment mentioned above, and to announce a public meeting to receive comments on a variety of issues.


			223			Fiber Optic Lighting in Low Temperature reach-in Display Cases.						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Refrigeration\Other\Fiber_Optic_Display_Case_Lighting_Report.pdf			This Emerging Technologies project was conducted to compare the performance of standard T-8 fluorescent lighting and fiber optic lighting in supermarket freezer cases. Fluorescent lights are typically mounted inside the door frame of reach-in refrigerated cases. They provide ample lighting on the products but must be overdriven to operate properly in the cold temperatures. All heat produced by the lamp is emitted into the cold space. Fiber optic lighting uses a remote light source sitting outside of the case and delivers it to the product using large core optical fiber (see Figure 1). There are two major advantages of this system. First, the power requirements of the light source can be significantly reduced by using lighting technologies which distribute the light from a single source to multiple doors. Second, heat generated by the light source does not enter the refrigerated space so the cooling load is reduced so the refrigeration system will realize some energy savings.


			224			Electric Power Saving Fan Options for Cow Cooling						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Industrial Process\Other\CalFan.pdf			Summer heat stress lowers dairy cow feed intake and productive performance. Unless measures are taken to improve cow comfort this stress can also lead to animal health problems. Various cooling methods have been used successfully to alleviate this problem (Shultz 1986 and Armstrong 1993). These methods focus on increasing feed intake, while cooling the cow and the immediate environment around her. Commonly fans are used together with water misting or drenching of cows in the milking barn cow wash/holding pens and in the rest and feeding facilities. A popular practice is to use a low volume high speed (LVHS) fan, having a 36 inch diameter with 825 rpm, for this purpose. This type of fan is effective when placed in rows for directional air movement. The LVHS fans are usually placed a few feet above the cows and have

a safety cage.


			225			2006 Update of Avoided Costs and Related Issues Pertaining to Energy Efficiency Resources						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Decisions\2006Updateofavoidedcostsand relatedissues.pdf			By today’s decision, we address the “2006 Update” of avoided costs and

related issues that were identified in Decision (D.) 05-09-043 and subsequent

scoping rulings. Avoided cost refers to the incremental costs avoided by the

investor-owned utility when it purchases power from qualifying facilities (QFs),

implements demand-side management, such as energy efficiency or demand response programs, or otherwise defers or avoids generation from existing/new utility supply-side investments or energy purchases in the market. Avoidedcosts also encompass the deferral or avoidance of transmission and distributionrelated costs. In D.05-04-024, we adopted an avoided cost methodology for the purpose of evaluating the 2006-2008 energy efficiency portfolio plans of Pacific Gas and Electric Company (PG&E), Southern California Edison Company (SCE), San Diego Gas & Electric Company (SDG&E) and Southern California Gas

Company (SoCalGas), which were filed on June 1, 2006.2


			226			Energy Independence and Security Act of 2007						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Decisions\The Energy Independence and Security Act of 2007.pdf			The Energy Independence and Security Act (P.L. 110-140, H.R. 6) is an

omnibus energy policy law that consists mainly of provisions designed to increase

energy efficiency and the availability of renewable energy. This report describes the

key provisions of the enacted law, summarizes the legislative action on H.R. 6, and

provides a summary of the provisions under each of the titles in the law.


			227			Demonstration Assessment of Lighting-Emitting Diode (LED) Freezer Case Lighting						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Other\gateway_freezer-case.pdf			This document is a report of observations and results obtained from a lighting demonstration project conducted under the U.S. Department of Energy (DOE) SSL GATEWAY Technology Demonstration Program. The program supports demonstrations of high-performance solid-state lighting (SSL) products in order to develop empirical data and experience with in-the-field applications of this advanced lighting technology. GATEWAY focuses on providing a source of independent, third-party data for use in decision-making by lighting users and professionals; this data should be considered in combination with other information relevant to the particular site and application under examination. Each GATEWAY demonstration compares one SSL product against the incumbent technology used in that location. Depending on available information and circumstances, the SSL product may also be compared to alternate lighting technologies. Though products demonstrated in the GATEWAY program have been prescreened and tested to verify their actual performance, DOE does not endorse any commercial product or in any way guarantee that users will achieve the same results through use of these products.


			228			Light Emitting Diode (LED) Lighting Systems						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\\References\Technologies\Lighting\LED\LEDLightingSystemsFV.pdf			This evaluation report focuses on LED lighting applications and attempts to address the following questions: How do LEDs work?  Are they cost effective?  What are some of the benefits and challenges associated with using this technoliogy.


			229			Revised/Updated EULs based on retention and persistence studies results						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Revised-Updated EULs Based on Retention and Persistence Stduies Results_2005.pdf			The purpose of this project is to provide an analysis of the current best EUL estimate for each measure covered by the retention studies performed over the last several years, with documentation for the sources of the estimate and the reasons for its selection.  This project represents a follow-on analysis to the work SERA did for the CPUC in reviewing the utilities' retention and persistence studies for the 1994-97 energy efficiency programs.   The project’s output is an updated table of Effective Useful Lives (EUL), which can be applied to the Database of Energy Efficiency Resources (DEER) database and other uses.  SERA's CPUC study was the primary data source for this work.


			230			2010 RS Means Electrical Cost Data, 33 Annual Edition									Electrical Cost Data


			231			Efficient Display Case Refrigeration. ASHRAE Journal Vol 41,No.11									Efficient Display Case refrigeration


			232			A Study of Energy Efficient Solitions for Anti-Sweat Heaters									Study of Energy Efficient Solitions for Anti-Sweat Heaters


			233			Air Infiltration into Walk-in Cold Rooms									Air Infiltration into Walk-in Cold Rooms


			234			Air Infiltration into Refrigerated Buildings Through Doors									Air Infiltration into Refrigerated Buildings Through Doors


			235			Insulation and Airtightness of Cold Rooms									Insulation and Airtightness of Cold Rooms


			236			Agricultural Ventilation Program: Documentation of Savings and Incentive Calculations and Baselines									Agricultural Ventilation Program: Documentation of Savings and Incentive Calculations and Baselines


			237			Report on California Measurement Advisory Committee Public Workshops on PY 2001 Energy Efficiency Programs									Report on California Measurement Advisory Committee Public Workshops on PY 2001 Energy Efficiency Programs


			238			Information Technology Equipment Life Cycle, Public Act 161 of 2003 Sec. 579						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Decisions\Lifecycle_Report_2006_151918_7.pdf			Report that analyzes and makes recommendations on the life-cycle of information technology hardware and software.


			239			Luminous Efficacy-IEEE Standard 100									Luminous Efficacy-IEEE Standard 100


			240			Tv Products with Automatic Brightness Control, Energy Star 2008									Tv Products with Automatic Brightness Control, Energy Star 2008


			241			TV Testing at Factory Default Settings for Energy Star, Energy Star 2008									TV Testing at Factory Default Settings for Energy Star


			242			Preparatory Studies LOT 5: Consumer Electronics: TV									Preparatory Studies LOT 5: Consumer Electronics: TV


			243			DisplaySearch Global TV Shipment and Forecast Report									DisplaySearch Global TV Shipment and Forecast Report


			244			Ed. 2.0: Methods of Measurement for the Power Consumption of Audo, Video and Related Equipment, Section 11 " Measuring conditions of relevision sets for ON (average) mode."						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Other\Multiple\Annex2.pdf			This document describes the test procedures for displays with a viewable screen area measuring greater than or equal to (≥) 30 inches diagonal (i.e., Professional Displays) for the ENERGY STAR Program Requirements for Displays Version 5.0. The procedures are to be used to determine the On, Sleep, and Off Mode power consumption of the unit under test (UUT).


			245			Energy Consumption by Consumer Electronics in U.S. Residences						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Other\Multiple\Energy Consumption by CE in U.S. Residences (January 2007).pdf			This document describes the test procedures for displays with a viewable screen area measuring greater than or equal to (≥) 30 inches diagonal (i.e., Professional Displays) for the ENERGY STAR Program Requirements for Displays Version 5.0. The procedures are to be used to determine the On, Sleep, and Off Mode power consumption of the unit under test (UUT).


			246			Television Audience 2007									Television Audience 2007


			247			2006 Suction Line Insulation Specifications for Non-Residential Direct Install Program									2006 Suction Line Insulation Specifications for Non-Residential Direct Install Program


			248			Heating and Cooling of Buldings, Design for Effficiency									Heating and Cooling of Buldings, Design for Effficiency


			249			Evaluation of Heat Gain in Suction Lone on Compressor Power									Evaluation of Heat Gain in Suction Lone on Compressor Power


			250			Principles of Refirgeration, 4th Edition									Principles of Refirgeration, 4th Edition


			251			New Refrigeration Measure Computer Simulation Report									New Refrigeration Measure Computer Simulation Report


			252			United Stated Industrial Electric Motor Systems Market Opportunities Assesment						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Motors\Other\MarketOpportunities Assesments.pdf			This is the Final Report of the United States Industrial Electric Motor System Market Opportunities Assessment. The Market Assessment is one component of the United States Department of Energy’s (DOE’s) Motor Challenge Program. Motor Challenge is an industry/government partner-ship designed to help industry capture significant energy and cost savings by increasing the efficiency of motor systems. DOE’s primary strategy is to support plant managers in applying a systems approach to specifying, purchasing, and managing electric motors and related machines so as to minimize the electricity needed to achieve production goals. This Market Assessment is intended to serve as a blue print for the implementation of the Motor Challenge strategy.


			253			Energy-Efficient Motor Systems									Motors use more than half of all electricity, yet efforts to improve efficiency and cost-effectiveness of drivepower systems have received relatively little attention. This volume outlines a systems approach encompassing efficient motors, optimized controls, improved component sizing and repair, better transmission hardware, and more comprehensive monitoring and maintenance. Full application of the measures described here can cut U.S. electricity demand by 27% to 40%, save motor users and utilities billions of dollars, reduce pollutant emissions, and enhance productivity. In addition to explaining the technical opportunities in language understandable to non-engineers, the book reviews what we know about the existing motor stock and its use, chronicles experience to date with drivepower programs and policies, and offers recommendations for future efforts. The target audience includes those designing and implementing information, incentive, R&D, and legislative programs related to motor systems. Engineers and facilities managers should benefit as well from the comprehensive overview of the technology options in this important and rapidly evolving field.


			254			Residential HVAC Program Evaluation, Sacramento Utility District									Residential HVAC Program Evaluation


			255			HVAC Quality Installation Presentation, Energy Star									HVAC Quality Installation Presentation, Energy Star


			256			Field Measurements of Air Conditioners with and without TXV's						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Other\savings uncertainties in residacprograms.pdf			This study presents a methodology for estimating the range of uncertainty on savings from residential AC efficiency programs. This analysis involves building a Crystal Ball1 model that includes all the performance and data uncertainties that can affect actual savings gained in the field. Sensitivity charts produced by the model show which input uncertainties contribute the most to the uncertainty in kW and kWh savings. They also provide pointers to program evaluators about which aspects of the program should be prioritized for data verification. This method can help program designers to establish program parameters for requirements such

as minimum EER/SEER standards and whether to include minimum installation standards, by looking at the minimum savings needed to make the program cost-effective and the predicted savings for different SEER levels. It can also be useful when making field data collection plans. The model run for this study used “generic” values for most of the parameters. These would have to be redefined for the particular program being modeled. The inputs should reflect the actual uncertainties present in the program being implemented. For this study, the model showed that:

• Uncertainty in EER and operating conditions mean that demand savings could be up to 2.5 times lower or almost two times higher than predicted; in some cases, they can be negative. • Uncertainty in energy savings is much lower than uncertainty in demand savings. • Sensitivity charts show that if EER is not known, it is the variable with the most contribution to variance in demand savings, and that EFLH contributes the most to variance in energy savings


			257			System Optimization of Residential Ventilation, Space Conditioning and Thermal Distribution						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Control Optimization\SystemOptimizationof residental ventilation.pdf			This project focused on the discovery, documentation, analysis, and ranking of optimization concepts for residential space conditioning, ventilation, and distribution systems. The structure of the project was an iterative loop of discovery from all available sources. Each concept was analyzed for energy savings, peak reduction, and cost. The detailed discussion of each of the concepts is contained in Section IV.


			258			Central Air Conditioning in Wisconsin						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Other\Central Air Conditioning in Wisconsin.pdf			The report summarizes the results of several field studies involving residential central air conditioners in

Wisconsin. The studies include:

• A 2007 study involving field measurements before and after making airflow and refrigerant

charge corrections—and in some cases cleaning condenser coils;

• A 2005 field assessment of refrigerant charge, airflow and other parameters of new SEER 13+

systems;

• Field monitoring and experimental control of two-stage systems over the course of the 2004 –

2005 cooling seasons;

• Detailed monitoring at two sites where over-sized 3-ton systems where replaced with identical 2-

ton systems to assess the impact of sizing on energy and indoor comfort; and,

• A large-sample 2003 telephone survey of air conditioning use the previous day.


			259			Advanced Energy Design Guide for K-12 School Buildings						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\AEDG_K12.pdf			The Advanced Energy Design Guide for K-12 School Buildings was written to help owners and designers of elementary, middle, and high school buildings achieve energy savings of at least 30% compared to the minimum requirements of ANSI/ASHRAE/IESNA Standard 90.1-1999, Energy Standard for Buildings Except Low-Rise Residential Buildings, which serves as a baseline. This baseline is consistent with other Advanced Energy Design Guides in the series. One significant addition is the inclusion of daylighting options in the recommendations. This Guide contains recommendations only and is not a code or standard.


			260			BPA RTU Puget Sound Pilot						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\AHUs\BPA RTU Pilot Final Field Report NEEC.pdf			Thousands of existing commercial buildings in the USA are thermally conditioned and ventilated by small packaged rooftop air handling units (RTU). Optimizing the performance of this equipment has significant energy savings potential and can improve the indoor air quality of these buildings. During the summer of 2009, Bonneville Power Administration (BPA) and a number of partner organizations engaged in a Puget Sound area pilot to evaluate the energy savings potential of a select package of optimization services. These services are above and beyond what is normally provided as standard

preventative maintenance.


			261			Rooftop Unit Pilot Servicing Program Summer 2009 Monitoring Final Report						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\AHUs\BPA Summer 09 Final Report 010710.pdf			Packaged rooftop unit (RTU) servicing programs have long been viewed as a way to generate energy savings by improving efficiency and performance of these units. In the Summer 2009 pilot, the Bonneville Power Administration (BPA) sought to determine: which measures have the lowest cost and generate the greatest paybacks; which screening methods will identify units with the greatest potential for savings; and which methodology to use to create a provisionally deemed energy savings number. BPA conducted a packaged RTU servicing pilot project and monitored 150 of the serviced units at 41 sites in the Seattle City Light and Snohomish PUD territories. Cadmus conducted all RTU monitoring, and measured electric cooling and fan energy savings from the monitored units, analyzed savings per RTU and per measure category, reported the results, and recommended improvements for future programs.


			262			CO2 Supply All Sectors from ITRON						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Industrial Process\Other\CO2Supply_AllSectors_From Itron_Phi Final.xlsx			Excel on CO2 emmissions


			263			Advanced Energy Design Guide for Small Retail Buildings						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\AEDG_RetailBuildings.pdf			The Advanced Energy Design Guide for Small Retail Buildings (AEDG-SR; the Guide) is intended to provide a simple approach for contractors and designers who create retail buildings up to 20,000 ft2. Application of the recommendations in the Guide should result in small retail buildings with 30% energy savings when compared to those same retail buildings designed to the minimum requirements of ANSI/ASHRAE/IESNA Standard 90.1-1999. This document contains recommendations and is not a minimum code or standard. It is intended to be used in addition to existing codes and standards and is not intended to circumvent them. This Guide represents a way, but not the only way, to build energy-efficient small retail buildings that use significantly less energy than those built to minimum code requirements. The recommendations in this Guide provide benefits for the owner while maintaining quality and functionality of the space.


			264			CPUC Energy Division Procedures for Submittal, Review, Approval and Freezing of Ex Ante Values for Non-DEER Measures						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\CPUC01-#404369-v2-Non_DEER_Measure_Review.DOC			The recent decision (D).09-09-047 requires the Energy Division (ED) to develop a process for submittal, review, and ‘freezing’ of Utility developed non-DEER ex ante energy efficiency measure impact parameters.  Historically, the typical practice for non-DEER measure submittal has been for the Utilities to utilize non-DEER measures in their applications and reporting filings using accompanying workpapers as the supporting documentation for these measures. These workpapers are also submitted with additional, and sometimes, numerous supporting documents such as spreadsheets and research reports. The Utilities’ non-DEER measure naming and classification process lacks uniformity and the workpaper standards of content, methodological approach, documentation conventions and formatting vary widely in quality and completeness.  Additionally, the workpaper development and updating process is ad hoc in nature with each Utility having its own methods and timing for managing their collections of workpapers.  The current approach makes it very difficult for ED to review new proposed non-DEER measures, track or “freeze” existing measure values, or understand proposed changes to measure impact values and may also require substantially more utility effort to prepare workpapers than is truly needed.  The new submittal, review and ‘freezing’ process for non-DEER measures outlined in this document includes the following attributes:


			265			Advanced Energy Design Guide for Small Office Buildings						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\AEDG_SmallOfficeBuildings.pdf			The Advanced Energy Design Guide for Small Office Buildings (Guide) is intended to provide a simple approach for contractors and designers who create office buildings up to 20,000 ft2. Application of the recommendations in the Guide should result in small office buildings with 30% energy savings when compared to those same office buildings designed to the minimum requirements of ANSI/ASHRAE/IESNA Standard 90.1-1999. This document contains recommendations and is not a minimum code or standard. It is intended to be used in addition to existing codes and standards and is not intended to circumvent them. This Guide represents a way, but not the only way, to build energyefficient small offices buildings that use significantly less energy than those built to minimum code requirements. The recommendations in this Guide provide benefits for the owner while maintaining quality and functionality of the space.


			266			Home Energy Survey						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Statewide_RASS_var_FINAL.doc			Home Energy Survey


			267			Advanced Energy Design Guide for Small Warehouses and Self-Storage Buildings						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\AEDG_SmallWarehouse.pdf			The Advanced Energy Design Guide for Small Warehouses and Self-Storage Buildings (AEDG-WHSE; the Guide) is intended to provide a simple approach for contractors and designers who create warehouses. Application of the recommendations in the Guide should result in warehouses with 30% energy savings when compared to those same warehouses designed to the minimum requirements of ANSI/ASHRAE/IESNA Standard 90.1-1999, Energy Standard for Buildings Except Low-Rise Residential Buildings. This document contains recommendations and is not a minimum code or standard. It is intended to be used in addition to existing codes and standards and is not intended to circumvent them. This Guide represents a way, but not the only way, to build energyefficient warehouses that use significantly less energy than those built to minimum code requirements. The recommendations in this Guide provide benefits for the owner while maintaining quality and functionality of the space.


			268			2006-2008 Impact Evaluation Summary						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\2006-08 Impact Evaluation Summary.pdf			Draft of 2006-2008 Impact Evaluation Results


			269			Major Commercial Contract Group Volume I - Final Impact Evaluation Report: 2006-2008 Program Years						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\Final_0608_Major_Evaluation_Report_021010.pdf			This impact evaluation consisted of three EM&V activities. The first activity was a verification analysis that was performed in two parts; for the first two program years 2006/07 and for all three program years 2006-2008. It was performed on four of the five Major Commercial programs. The other two EM&V activities are relevant to the full impact analysis of high impact measures for program years 2006-2008. The second activity was an analysis of gross savings achieved by high impact measures within the five non-residential retrofit programs included in the Major Commercial contract group. The third activity was an analysis of net savings achieved by high impact measures within these programs. This report documents the methods used and results obtained for activities two and three. The methods and results for the first activity were documented in a previous report.


			270			Impact Evaluation of the 2005 California Low Income Efficiency Program - Final Report									This report comprises an impact evaluation of the California Low Income Energy Efficiency Program (LIEE) for program year 2005 (PY2005). It was commissioned by the four participating utilities, Southern California Edison (SCE), Pacific Gas and Electric (PG&E), San Diego Gas and Electric (SDG&E) and Southern California Gas (SoCalGas). The primary purpose of this impact evaluation was to estimate the first year savings for the variety of measures installed through the program at the household and measure level. In addition, this study was designed to improve the savings estimates for certain key measures, including lighting, cooling and gas domestic hot water (DHW) low flow measures. Secondary objectives included investigating the effectiveness of the energy education component of the program on a qualitative basis and assessing opportunities for improving program costeffectiveness.


			271			Energy Star Unit Shipment Data Information for Calendar Year 2009						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\2009 Unit Shipment Data CEE breakout.pdf			Energy Star qualified unit shipment data.


			272			Energy Star® Unit Shipment and Market Penetration Report for 2009						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\2009 USD Summary Report.pdf			This is the eighth year in which ENERGY STAR has collected unit shipment data from partners and/or their representative associations and used it to project the market penetration of ENERGY STAR qualified products.


			273			2005 Enhanced Air Filtration Model - Residential						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Other\ASHRAE HoF 2005 Enhanced Air Infiltration Model.pdf			Most infiltration in residential buildings in the U.S. is dominated by envelope leakage. However, trends in new construction are towards tighter envelopes such that envelope leakage is reduced in newer housing.


			274			Impact Evaluation of the 2005 California Low Income Energy Efficiency Program Final Report						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\LIEE PY05 Final Impact Report 12-19_West Hills.pdf			This report comprises an impact evaluation of the California Low Income Energy Efficiency Program (LIEE) for program year 2005 (PY2005).


			275			2001 DEER Update Study - Final Report						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2001\2001 DEER Update Study.pdf			The Statewide 2001 Database for Energy Efficiency Resources (DEER) Update Study provides estimates of energy savings and peak load impacts for residential energy-efficiency measures and estimates of full and incremental costs for currently available residential and commercial technologies and energy-efficiency measures. This study represents the third update to the original 1992 Measure Cost Study (XENERGY, 1992) and the first update of the residential energy savings estimates developed in 1994 (NEOS, 1994). The key purpose of this study is to create a common set of cost and savings data across the state's major utilities to improve the

consistency of information and assumptions used in energy-efficiency analyses. Energy savings estimates for the residential measures were developed with engineering spreadsheet analyses or with DOE-2 simulations, depending on the characteristics of the measure. DOE-2 simulations were conducted for 59 measures for single-family homes and 51 measures for multi-family homes across 5 unique prototypes, 10 climate zones, and 4 vintages. Measure costs were estimated using over 8,000 cost quotes collected from distributors, contractors, and retailers throughout California. Cost data were collected from 318 sources. Cost estimates were segmented based on a number of characteristics including distribution channel, volume, vintage, size, and efficiency. Recommendations for future work are provided.


			276			Advanced Lighting Guidelines - 2003						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Multiple\ALG_2003.pdf			This document is the 2003 Edition of the Advanced Lighting Guidelines. The focus of this update was to revise Chapter 5's Application Models. These models are critical to demonstrating how a designer can use technologies discussed in the Guidelines and apply them to every day projects.  In addition, the text was reviewed for consistency with national, state and local policies.


			277			2010 Appliance Efficiency Regulations						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 20\CEC-400-2010-012.pdf			The Appliance Efficiency Regulations include standards for both federally regulated appliances and non-federally regulated appliances. Twenty-three categories are included in the scope of these regulations.  The standards within these regulations apply to appliances that are sold or offered for sale in California, except those sold wholesale in California for final retail sale outside the state and those designed and sold exclusively for use in recreational vehicles or other mobile equipment.


			278			Benchmarking System for California Commercial Buildings						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\CEC Benchmarking report.pdf			On December 14, 2004 Governor Schwarzennegger issued Executive Order S-20-04 creating the Green Building Initiative, which sets a goal of twenty percent reduction in electricity use in commercial buildings by 2015. Implementation of the Initiative is being directed by the Green Action Team (Appendix A). The Green Building Action Plan, which accompanied the Order, directs the California Energy Commission to perform two tasks related to the energy reduction goal:



1.To develop a simple, California-specific energy efficiency benchmarking system for California's commercial buildings. This system should be coordinated with the United States Environmental Protection Agency (US EPA) ENERGY STAR benchmarking system.



2. To provide the Governor with an implementation plan to benchmark all commercial and public buildings. The benchmark information should be made available to tenants and to buyers at time of sale.



This report summarizes the Energy Commission's progress to date on these tasks.  The Energy Commission is being assisted in its efforts by the Benchmarking Advisory Working Group, which includes all the major utilities, state universities, and relevant state agencies.


			279			DECISION DETERMINING EVALUATION, MEASUREMENT AND VERIFICATION PROCESSES FOR 2010 THROUGH 2012 ENERGY EFFICIENCY PORTFOLIOS						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\CPUC D1004029 Determining Evaluation Measurement & Verification Processes for 2010 Through 2012 Energ.pdf			This decision sets out the roles and relationships among the Commission’s

Energy Division (ED), California’s investor-owned utilities (utilities or IOUs),

and stakeholders regarding Evaluation, Measurement and Verification (EM&V)

of energy efficiency programs for 2010 through 2012. The roles and

responsibilities previously laid out in Decision (D.) 05-01-055 are clarified to

improve transparency of EM&V activities, minimize conflicts of interest, and

reduce duplication of effort and undue expenditure of ratepayer funds for the

2010 through 2012 time period.


			280			DECISION APPROVING 2010 TO 2012 ENERGY EFFICIENCY PORTFOLIOS AND BUDGETS						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\D.09-09-047.pdf			Energy efficiency is the first priority in California’s loading order for energy resources. This decision authorizes the next three years of ratepayersupported energy efficiency programs in step with California’s energy policies and greenhouse gas mitigation strategies. Specifically, this decision approves the 2010-20121 energy efficiency programs to be managed by California’s investorowned utilities2 and supported with approximately $3.1 billion of ratepayer funding. This amount is about 42% higher than the prior three-year program cycle and will support programs designed to produce deeper and more comprehensive savings that we believe California’s utilities can and will achieve. In 2008, the Commission adopted the landmark California Energy Efficiency Long Term Strategic Plan (Strategic Plan).3 The programs and budgets we authorize in this decision will make significant progress toward our Strategic Plan goals and our adopted Big, Bold Energy Efficiency Programmatic Initiatives, including taking the next steps towards achieving zero net energy homes in California as standard practice by 2020 and zero net energy commercial buildings by 2030.


			281			EER & SEER As Predictors of Seasonal Cooling Performance						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Other\EER-SEER_CASE_ProjectSummary_Oct2004_V6.pdf			The air conditioning industry in North America has long relied on the Energy Efficiency Ration (EER) and the Seasonal Energy Efficiency Ratio (SEER) as indicators of cooling HVAC equipment efficiency and performance. EER is "a ratio calculated by dividing the cooling capacity in Btu/h by the power input in Watts at any give set of rating conditions, expressed in Btu/h/W" (ARI, 1984).  Currently all direct expansion (DX) air conditioners are rated using EER, a rating standardized by the Air-Conditioning and Refrigeration Institute (ARI), which reports steady-state efficiency at 95 F outdoor and 80 F dry-bulb, 67 F wet-bulb indoor temperatures. Smaller residential-sized air-conditioners, i.e., < 65,000 Btu/hr, are rated using SEER, a rating developed by the U.S. Department of Energy (DOE) in 1977 (Kelly and Parken, 1978) and first adopted by DOE in 1979 (DOE 1979). SEER is "the total cooling of a central air conditioner in Btu's during its normal usage period for cooling… divided by the total electric energy input in watt-hours during the same period…" (ARI 1984).  The SEER test procedure is very similar to that used for EER i.e., a simple short-term seatdy-state laboratory test. By using a milder outdoor temperature (82 F rather than 95 F) considered to represent a national average cooling condition and by including cycling losses, the SEER rating is intended to better indicate average seasonal performance, or in other words, a season-long "average" EER. Details of the SEER testing and rating process are provided in Appendix A.



Since its inception over 20 years ago, SEER has become the codified standard by which the efficiency of small air-cooled electric HVAC cooling systems is compared. In California, Title 20 and Title 24 appliance and building energy standards have long mandated air contitioner efficiency levels using SEER. Consumers are also typically guided to make energy-wise purchases based on these ratings. For example, "consumers can compare the efficiency of central air contitioners and heat pumps (in the cooling cycle) using the SEER.  The higher the SEER, the more efficient the system…" (California Energy Commission Web site).



Driven largely by suspicions that SEER maybe be an unreliable predictor of peak demand savings, in recent years the California utilities' state-wide efficiency programs have abandoned SEER in favor of EER as an indicator of both energy and demand benefit (for example, see the state-wide Savings By Design incentive program requirements at www.savingsbydesign.com/system.htm). Other have recently questioned the efficacy of SEER as an indicator of cooling efficiency (Kavanaugh, 2002). Accordingly, this study examines the efficacy of using SEER when making cooling system efficiency decisions and recommendations.


			282			Enhanced Refrigeration Diagnostics for an Improved Air Conditioning

Tune-up Program						\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Other\Enhanced Refrigeration Diagnostics for an Improved Air Conditioning Tune-up Program.pdf			An enhanced refrigeration diagnostic method is presented that has the opportunity for improving the results of air conditioning tune-up programs. PG&E is one of the utilites on the forefront of implementing a tune-up program and their existing tune-up protocol was evaluated based on data collected for 350 small commercial HVAC units. All of the units met the requirements of the tune-up protocol and the data indicate that the number of units with low charge was reduced. Detailed analysis of the test data identified three indicators of reduced operating efficiency - low evaporatind temprature (35% of units pre and 22% post), high condensing temperature over ambient (22% pre and 28% post), and incorrect charge (72% pre and 71% post). The pre test results indicate a need for unit repairs in the field and an enhanced protocol isproposed that addresses identified limitations of the evaluated protocol. The enhanced refrigeration diagnostic approach requires the following six measurements: suction pressure, suction temperature, liquid pressure, liquid temerature, ambient temperature, and return air wet-bulb temperature, in addition to an evaluation of indoor airflow. These measurements are used to calculate superheat, subcooling, evaporating temperature, and condensing temperature over ambient, which are then used to assess the performance of the unit. The application of the enhanced protocol would result in improved (collective) unit performance. In particular, the enhanced protocol would benefit units with problems other than charge and indoor airflow and help avoid incorrect charge adjustments.
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		1		SCE 2004-2005 IDEEA Constituent Program Evaluations AC Energy Hog Roundup Program - Quantec - March 2008				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\GRR\Southern California Edison 2004-2005 IDEEA Constituent Program Evaluations AC Energy Hog Roundup Program_2008.pdf		The AC Energy Hog Roundup program was a constituent program of Southern California Edison’s 2004-2005 Innovative Designs for Energy Efficiency Activities (IDEEA) Program, and ran from June 2005 through June 2006. Southern California Edison awarded Conservation Services Group (CSG) a $988,500 contract to implement the Air Conditioner Energy Hog Roundup Program.

		2		2004-2005 Statewide Residential Retrofit Single-Family Energy Efficiency Rebate Evaluation				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\2004-2005 Statewide Residential Retrofit Single Family Energy Efficiency Rebate Evaluation_2007_Final.pdf		This document is the executive summary of the 2004/2005 California Statewide Residential Retrofit Single-Family Energy Efficiency Rebate (SFEER) Program Evaluation, Measurement and Verification (EM&V) Study. This evaluation effort was guided by the California Public Utilities Commission’s Energy Division (CPUC), with the four California investor-owned utilities (IOUs) [Pacific Gas and Electric (PG&E), Southern California Edison (SCE), Southern California Gas (SCG) and San Diego Gas and Electric (SDG&E)] providing critical support and feedback. This report summarizes the overall results of this evaluation effort.

		3		Process Evaluation for the 2004-2005 Statewide Home Energy Efficiency Survey Program (HEES) - Opinion Dynamics Corporation - January 12, 2007				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\Process Evaluation for the 2004-2005 Statewide Home Energy Efficiency Survey Program (HEES)_2007.pdf		The 2004-2005 Statewide Home Energy Efficiency Survey Program (HEES) evaluation effort included a process evaluation and a pilot impact study.1 This report presents the results of the process evaluation.2 As part of this effort, we conducted:  - an extensive review of the current tracking systems and

available program materials, in-depth interviews with program staff, a program theory meeting with program stakeholders, 3,884 interviews with program participants, and 1,110 interviews with non-participants. (The research tasks, as established in coordination with the CPUC during the planning stage, are described in depth in the Methodology for the HEES Evaluation section of this report.)



Overall, this statewide report seeks to explore the following:

􀁸- The overall program structure and delivery

􀁸- Participation rates

􀁸- Satisfaction with program processes

􀁸- Perceptions of the current HEES survey format and length

􀁸- Usefulness of each component of the energy report

􀁸- Customer adoption of program recommendations

􀁸- The ability of HEES to channel customers into other energy efficiency programs.

		4		2003 Statewide Nonresidential Audit Program Evaluation - Study ID# PGE0206.01 - PG&E - March 1, 2005				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\2003 Statewide Non-Residential Audit Program Evaluation_2005.pdf		As part of its Customer Energy Management Programs, Pacific Gas and Electric Company (PG&E) has engaged consultants to conduct a series of studies designed to increase the certainty of and confidence in the energy savings delivered by the programs. This report describes one of those studies. It represents the findings and views of the consultant employed to conduct the study and not of PG&E itself.

		6		CFL Metering Study - Final Report - KEMA Inc. - February 25, 2005				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\CFL Metering Study_2005.pdf		A compact fluorescent lamp (CFL) metering study was initiated in the summer of 2003 to update the savings assumptions associated with the 2002 California investor-owned utility (IOU) Statewide Crosscutting Upstream Residential Lighting Program (program).1 In February of 2004, the IOUs authorized using the 2003 program evaluation budget to increase the metering study

sample size and extend the monitoring period.



This report presents the results of that study, which was conducted in the service territories of Pacific Gas & Electric Company, Southern California Edison Company (SCE), and San Diego Gas & Electric Company. The metering period was July 2003.October 2004, and 369 homes across the state participated. The study attempted to monitor all interior fixtures in which a CFL was installed. To be included in the study, households were required to have at least one interior fixture with a CFL.

		7		Food Service Equipment Workpapers - Electric Equipment - SCE (DES) - Oct. 2005				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Food Service Equipment\Food Service Equipment Workpapers-Electric Equipment_2005.pdf		Presents data for electric food service equipment.

		8		SCE Residential Room Air-Conditioner Recycling Scoping Study - RLW Analytics - No Date				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Southern California Edison Residential Room Air-Conditioner Recycling Scoping Study.pdf		Background:SCE has been ordered by the CPUC to initiate a room air conditioner (RAC) recycling program directed at impacting residential room air-conditioner energy consumption and demand. This new program has been proposed by ARCA, and may be similar to the refrigerator recycling program

currently offered by SCE.



Objectives: The objectives of this study were to:

a.) Determine what customers do with old room air-conditioners; (i.e., resell, trade-in, or dispose of)

b.) Investigate which other utilities/stakeholders offer similar programs, and if so how these programs are operating; and

c.) Utilize other secondary data sources like the statewide lighting and appliance saturation database to glean informational data on room air-conditioners in SCE’s service territory.

		9		Process Evaluation for the 2004-2005 Statewide Home Energy Efficiency Survey Program (HEES) - Final Report  - Opinion Dynamics Corporation - January 12, 2007				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\Process Evaluation for the 2004-2005 Statewide Home Energy Efficiency Survey Program (HEES)_2007.pdf		The 2004-2005 Statewide Home Energy Efficiency Survey Program (HEES) evaluation effort included a process evaluation and a pilot impact study.1 This report presents the results of the process evaluation.



As part of this effort, we conducted: an extensive review of the current tracking systems and available program materials, in-depth interviews with program staff, a program theory meeting with program stakeholders, 3,884 interviews with program participants, and 1,110 interviews with non-participants. (The research tasks, as established in coordination with the CPUC during the planning stage, are described in depth in the Methodology for the HEES Evaluation section of this report.)

		10		RCX ECONOMIC ANALYSIS REPORT - Alhambra Courthouse - Retro-commissioning Program - EMC Engineers - Feb. 7., 2006				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\Work Papers\References\Alhambra CH eQUEST Report - Revised_Rev0.pdf		Southern California Edison (SCE), Southern California Gas Company (SCG), and the County of Los Angeles (LACo), also known as the “Partnership”, are implementing a facility retro-commissioning (RCx) program under the sponsorship of the California Public Utilities Commission (CPUC). The program is funded by California utility customers through the Public Goods Charge (PGC).



The purpose of the RCx program is to optimize the operation of heating, ventilating, and airconditioning (HVAC) systems in existing LACo buildings. Retro-commissioning is a process of verifying that installed equipment is operating efficiently and is capable of providing the services necessary to meet building occupants’ needs. Building optimization through the RCx program should fulfill the following goals.

		11		RCx Economic Analysis Report - Alhambra Courthouse - Retro-commissioning Program - EMC Engineers - Dec. 3., 2006 (updated)				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\RCx Economic Analysis Report-Alhambra Courthouse_2006.pdf		Southern California Edison (SCE), Southern California Gas Company (SCG), and the County of Los Angeles (LACo), also known as the “Partnership”, are implementing a facility retro-commissioning (RCx) program under the sponsorship of the California Public Utilities Commission (CPUC). The program is funded by California utility customers through the Public Goods Charge (PGC).



The purpose of the RCx program is to optimize the operation of heating, ventilating, and airconditioning (HVAC) systems in existing LACo buildings. Retro-commissioning is a process of verifying that installed equipment is operating efficiently and is capable of providing the services necessary to meet building occupants’ needs. Building optimization through the RCx program should fulfill the following goals.

		12		AC Energy Hog Roundup Program - Appendix - Athens Research - January 20, 2007				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Appendix- AC Energy Hog Roundup Program_2007.pdf		This is a redraft of an informal memo to you (November 5, 2006), concerning the estimation of remaining useful life by current age of HVAC appliance.  As I understood the purpose of the task, a table relating appliance age to remaining useful life (and proportion of appliances still functioning in place) was needed to estimate savings expected in an early replacement program. In general, tables like this may be useful in early replacement programs where some defensible estimate of the life expectancy for the replaced equipment is needed; in some cases they can be generated through ad hoc use of retention studies that have provided survival model parameters.

		13		Improved Ways to Measure Residential Duct Leakage Draft Final (ASHRAE) - Ecotope, Inc - March 7, 2002				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\O&M\Improved Ways to Measure Residential Duct Leakage_2002.pdf		Overview: The thermal efficiency of forced-air distribution systems in residential buildings has been the focus of substantial research and many utility programs for more than a decade (see Robison and Lambert 1988; Modera 1989; Parker 1989; Cummings et al. 1990; Olson et al. 1993; Palmiter, Olson, and Francisco 1995; Jump, Walker, and Modera 1996; Siegel et al. 1996; and Davis et al. 1997 for a sampling of previous work on this subject).  This work has shown that ducts can lose a significant amount of conditioning energy via leakage and conduction.  Mathematical models have been developed to estimate the thermal efficiency of ducts from several measured parameters.  One such mathematical model has become the foundation for ASHRAE Standard 152P (ASHRAE 2001).

		14		Appendix B - Table of Standard Fixture Wattages - Dec. 15, 2005				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Other\2006 SPC Manuals\SCE B Standard Fixture Watts.pdf		The 2006 Table of Standard Fixture Wattages was generated under the following guidelines:



1. All fixtures must comply with Title 10 of the Code of Federal Regulations (same as CWT) as well as California’s Title 24 Regulations; and



2. All fixtures using 4-foot or U-tube “standard” 40 W fluorescent lamps (F40T12 or FU40T12) are excluded, with the exception of equivalent “standard” high-output and instant-start fixtures. All fixtures with 8-foot “standard” 75 W lamps (F96T12) are excluded as well as all

fixtures with 8-foot “high output” 110 W lamps (F96T12HO).



The motivation for the exclusion of these “standard” lamp fixtures is that most “cool-white” and “warm-white” general purpose lamps of the above types do not meet federal code (Title 10).



New codes that do not conform to these guidelines will not be added to the 2006 table. Lighting fixtures are uniquely identified based on the first five columns of the table (Fixture Code, Lamp Code, Ballast Type, Nominal Watts/Lamp, and Lamps/Fixture).

		15		2002 Building Efficiency Assessment Study - An Evaluation of the Savings By Design Program - Final Report - RLW Analytics - July 2004				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\Work Papers\References\BEA_2002_Final_Report_Rev0.pdf		The 2002 Building Efficiency Assessment Study was performed on behalf of Southern California Edison Company, under the direction of Douglas Mahone and Cathy Chappell of the Heschong Mahone Group.



This document is the final report for the Building Efficiency Assessment (BEA) study for the statewide Non-Residential New Construction (NRNC) program area for 2002. This report contains summary results for both program participants of Savings By Design (SBD) and program non-participants. Savings By Design is the statewide NRNC energy efficiency program administered and implemented by Pacific Gas and Electric Company, San Diego Gas and Electric Company, Southern California Edison Company, and Southern California Gas Company, also known as the California investor-owned utilities (IOUs). The 2002 Building Efficiency Assessment Study does not include Southern California Gas Company program participants.



The key objectives of the study are to:



• Develop impact estimates for the gross whole building energy and demand savings resulting from the Savings By Design program,

• Develop impact estimates of both incented and non-incented measure categories, 

• Develop estimates of both free-ridership and spillover at the measure and end-use level,

• Develop net savings results, and

• Provide a process evaluation of the SBD program from the perspective of the

program participants.

		16		2003 Building Efficiency Assessment Study - An Evaluation of the Savings By Design Program - Final Report - RLW Analytics - July 2005 (Updated)				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\GRR\2003 Building Efficiency Assessment Study-An Evaluation of the Savings By Design Program_2005 .pdf		The 2002 Building Efficiency Assessment Study was performed on behalf of Southern California Edison Company, under the direction of Douglas Mahone and Cathy Chappell of the Heschong Mahone Group.



This document is the final report for the Building Efficiency Assessment (BEA) study for the statewide Non-Residential New Construction (NRNC) program area for 2002. This report contains summary results for both program participants of Savings By Design (SBD) and program non-participants.



Savings By Design is the statewide NRNC energy efficiency program administered and implemented by Pacific Gas and Electric Company, San Diego Gas and Electric Company, Southern California Edison Company, and Southern California Gas Company, also known as the California investor-owned utilities (IOUs). The 2002 Building Efficiency Assessment Study does not include Southern California Gas Company program participants.



The key objectives of the study are to:



• Develop impact estimates for the gross whole building energy and demand savings resulting from the Savings By Design program,

• Develop impact estimates of both incented and non-incented measure categories, 

• Develop estimates of both free-ridership and spillover at the measure and end-use level,

• Develop net savings results, and

• Provide a process evaluation of the SBD program from the perspective of the

program participants.

		17		Effective Useful Life Values for Major Energy Efficiency Measures - Appendix F				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Appendix F-Effective Useful Life Values for Major Energy Efficiency Measures.pdf		EFFECTIVE USEFUL LIFE VALUES FOR MAJOR ENERGY EFFICIENCY MEASURES

		18		Cost Data for Supporting Documents - No Author - No Date				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2005\Cost Data_Rev0.pdf		This paper include cost data for all types of energy savings eqiupment including measures.

		19		Cost-Benefit Analysis for the Commissioning in Public Buildings Project - SBW CONSULTING, INC. - June 2003				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Cost-Benefit Analysis for the Commissioning in Public Building Project_2003.pdf		The Northwest Energy Efficiency Alliance is currently undertaking a long-term effort to expand and institutionalize the practice of building commissioning among state and local governments in the Pacific Northwest. Started in 1998, this Commissioning in Public Buildings project is coordinated on behalf of the Alliance by the Oregon Office of Energy.



Part of its strategy is to demonstrate commissioning in a variety of new and existing buildings in each state. An important component of this demonstration effort is providing government officials with detailed case studies of commissioned buildings and the costs and benefits of the commissioning process for these buildings. Both commissioning service providers and potential recipients of commissioning services place high value on case studies that target buildings of interest to them, and provide well-documented, reliable estimates of the costs and benefits. The

Alliance’s third Market Progress Evaluation Report for this project recommended re-visiting the original cost-benefit data to determine whether more accurate estimates could be developed. To that end, the Alliance funded a study to analyze the costs and benefits of commissioning by quantifying both energy and non-energy impacts1 for 21 of the 33 projects currently underway or already completed.



The primary objectives of the study were to develop quantitative estimates of the impacts—both costs and benefits⎯that resulted from the commissioning effort for each project, and to calculate payback ratios for each project. These include (1) direct payback, which only considers direct impacts such as reduced energy use and the commissioning agent cost, and (2) total payback, which also takes into account indirect effects, such as non-billable time spent and non-energy impacts.

		20		California Commissioning Market Characterization Study - Final Report - Portland Energy Conservation Inc. (for PG&E) - November 2000				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\California Commissioning Market Characterization Study_2000.pdf		Commissioning is increasingly recognized as a cost-effective method of ensuring building performance, reducing energy use, and improving indoor air quality, occupant comfort and productivity. Over the past ten years, utilities in California and across the United States have been important supporters of the commissioning industry and their support has led to significant energy savings. However, in 1998, it was still estimated that less than 5% of all commercial new construction and less than 0.03% of existing buildings were commissioned each year.1 Although the percentage of buildings being commissioned each year has most likely increased since 1998, substantial energy saving opportunities clearly still exist.

		21		Revised/Updated EULs Based on Retention and Persistence Studies Results - REVISED REPORT - SERA, Inc - July 8, 2005				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Revised-Updated EULs Based on Retention and Persistence Stduies Results_2005.pdf		The purpose of this project is to provide an analysis of the current best EUL estimate for each measure covered by the retention studies performed over the last several years, with documentation for the sources of the estimate and the reasons for its selection.  This project represents a follow-on analysis to the work SERA did for the CPUC in reviewing the utilities' retention and persistence studies for the 1994-97 energy efficiency programs.   The project’s output is an updated table of Effective Useful Lives (EUL), which can be applied to the Database of Energy Efficiency Resources (DEER) database and other uses.  SERA's CPUC study was the primary data source for this work.

		22		Impact and Process Evaluation Final Report for Quest’s  2004-5 Building Tune-Up Program - SBW Consulting, inc., / Itron, inc. - March 22, 2007				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Impact and Process Evaluation Final Report for QuEST's 2004-5 Building Tune-Up Program_2007.pdf		The main goal of the 2004-5 Building Tune-Up Program (BTU Program) was to provide cost-effective, long-lasting energy and demand savings through retrocommissioning (RCx) of existing medium and large nonresidential buildings in the service areas of Pacific Gas and Electric (PG&E) and Southern California Edison (SCE). For each participating building, the program implementer, QuEST, performed a comprehensive audit of all energy consuming systems at a facility to identify potential cost-effective, low-cost improvements in building operations and related hardware to reduce energy use while maintaining comfort and health objectives. In addition, the program recommended operations and maintenance, as well as capital, improvements that would improve energy efficiency. 



The evaluation, measurement, and verification effort described in this report was designed to accomplish multiple objectives for the California Public Utilities Commission (CPUC), including assessing energy savings achieved, measuring program cost-effectiveness, providing feedback on program implementation, and assessing overall performance, success, and continuing need for the program.

		23		Performance and Energy Efficiency Evaluation of Residential Variable-Speed Pool Pumps - ET 04.12 Report - Design & Engineering Services (SCE) - March 07 , 2007				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Pumping\Other\Performance and Energy Efficiency Evaluation of Residential Variable-Speed Pool Pumps_2007.pdf		Research conducted for this project determined that the Pentair Intelliflo LCD was the most advanced variable -speed pool pump on the market during the time of this evaluation. The ability to program flows and the pumps ability to determine the necessary flow to accomplish one turnover in a user entered time frame provided the greatest possibility of energy savings of the three variable-speed pumps available. Since the pump displays both power demand and flow users can determine the most efficient flow without the need of any special equipment. The pump displays all information on the pump mounted LCD display and does not require any additional controls. Since the pump is standalone, it replaces both the single-speed pump and the outdated mechanical timer.



The goal of this project was to determine site specific energy savings as a direct result of the technology. Results from the field evaluation for both the new

construction and retrofit sites re -emphasize the fact that all pool systems are hydraulically different. Since power requirements of the variable-speed pump are strictly dependent on the plumbing system that it is attached to, energy savings will vary from pool to pool. Site specific energy savings for this evaluation ranged from 34%-50%.

		24		EUL ASHRAE 2007 Applications - Owning and Operating Cost				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\EUL_ASHRAE 2007 Applications_Rev0.pdf		Table for comparison of Service Life Estimates - various types of equipment.

		25		2003 Statewide Express Efficiency Program Measurement and Evaluation Study - PG&E- March 21, 2005				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\2003 Statewide Express Efficiency Program Measurement and Evalaution Study_2005.pdf		This executive summary highlights the findings and recommendations from the 2003 Statewide Express Efficiency Program Measurement and Evaluation Study. Express Efficiency is a business prescriptive retrofit program for customers with peak demand less than 500kW, funded by the California Public Goods Charge (PGC) and administered under the auspices of the California Public Utilities Commission (CPUC). Express Efficiency has been designed to be run on a consistent, statewide basis by the four investor owned utilities (IOUs): Pacific Gas and Electric (PG&E), San Diego Gas and Electric (SDG&E), Southern California Edison (SCE) and Southern California Gas (SCG). The Express Efficiency program offers financial incentives (rebates) to qualifying customers for installing selected energy-efficient technologies.

		26		2004-2005 Database for Energy Efficiency Resources (DEER) Update Study - Final Report - Itron Inc. - Dec. 2005				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2005\2004-2005 Database for Energy Efficiency Resources (DEER) Update Study_2005.pdf		The Database for Energy Efficient Resources (DEER) provides information on a comprehensive group of energy efficiency measures commonly installed in the residential and nonresidential market sectors. The database contains estimates of a measure’s natural gas and electrical gross impacts, incremental cost, and effective useful life. The savings estimates are based on either  engineering calculations, building simulations, measurement studies and  surveys, econometric regressions, or a combination of approaches. The  DEER data serves as a starting point in the planning and forecasting of the impacts and cost-benefits analysis of energy efficiency programs in California.



The DEER Update project has been jointly developed by the California Public Utilities Commission (CPUC) and the California Energy Commission (CEC), with support and input from the Investor-Owned Utilities, and other interested stakeholders. It is funded by California ratepayers under the auspices of the CPUC. The project was completed in two phases. The first phase began in 2003 under the management of San Diego Gas & Electric.



Under this phase, estimates for non-weather sensitive data were developed, an interactive website was developed for accessing the DEER data, and analysis software developed for estimating impacts from weather sensitive DSM measures. The second phase began in late 2004 under the management of Southern California Edison. Within this phase, non-weather sensitive measure analyses and results were enhanced and expanded, savings estimates for weather sensitive measures were created, and the DEER website was fully populated with both weather sensitive and non-weather sensitive data and made available to the public on August 31, 2005.

		27		Hotel/Resort Coachella Valley - RETROCOMMISSIONING REPORT - ASW ENGINEERING  - October 5, 2007				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\Hotel-Resort Coachella Valley Retrocommissioning Report_2007.pdf		The SCE Retrocommissioning Program helps building owners to improve the efficiency of their building operations by offering incentives and technical assistance for RCx services.  For this reason, the management of SCE directed ASW Engineering Management to assist in the RCx process of the Hotel/Resort, Coachella Valley facility.



The main objective of this report is to present the evaluation process followed by RCx Team to evaluate the proposed EEM for the Hotel/Resort, Coachella Valley Facility.

		28		Lifetime of White LEDs - Building Technologies Program - US DOE - August 2006				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\LED\Lifetime of White LEDs_2006.pdf		One of the main “selling points” of LEDs is their potentially very long life. Do they really last 50,000 hours or even 100,000 hours? This fact sheet discusses lumen depreciation, measurement of LED useful life, and the features to look for in evaluating LED products.

		29		Lighting Efficiency Technology Report - Volume I California Baseline - Heschong Mahone Group (For CEC) - September 1999				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Other\Lighting Efficiency Technology Report_Vol1-California Baseline_1999.pdf		The California Energy Commission, under SB 639 and 1065, has been charged with the task of studying and recommending options for improving lighting energy efficiency in California. This report, part of that effort, looks at the characteristics of lighting in residential and commercial buildings , and describes current, baseline energy use. This energy use is estimated using an analytical model that was developed to calculate the energy savings potential of the various options to be studied.

		30		Conventional vs. LED Traffic Signals; Operational Characteristics and Economic Feasibility - Final Report - Traffic Engineering Division - 

Dept. of Public Works - City of Little Rock - July 1, 2003				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Conventional vs LED Traffic Signals-Operational Characteristics and Economic Feasibility_2003.pdf		Light Emitting Diode (LED) Traffic Signals have become an efficient and effective alternative to traditional incandescent signals. The two main advantages of LED signals are- very low power consumption (10 W to 22 W) and very long life, as high as 7 to 10 years. When compared with the typical energy needs of an incandescent bulb, which is 135 Watts, the savings resulting from the low energy usage of LED signals can be as high as 93%. In addition to the low energy usage, the long life of LED signals means low maintenance costs, which makes LED signals a worthwhile investment and also environment- friendly.

		31		Load Shape Update Initiative - KEMA / JJ Hirsch and Assoc. / Itron Inc. - November 17, 2006)				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\Load Shape Update Initiative_2006.pdf		The California Public Utilities Commission’s (CPUC) Energy Division in Decision (D.) 06-06-063 directs the California utilities to develop a Load Shape Update Initiative in the energy efficiency rulemaking, R.06-04-010.



The 2004 Avoided Cost study1 introduced hourly (8760) avoided costs where the previous study had produced only a single annual value. These system avoided costs per kWh and per therm are used in calculating the avoided costs of energy efficiency and peak reduction measures under California’s energy efficiency portfolios.



However, the most recent Database for Energy Efficiency Resources (DEER) provides energy savings only on an annual basis, not hourly or even on a time-of-use (TOU) period basis. The 2004 DEER update identified the lack of 8760 measure load shapes to go with 8760 avoided costs. The Avoided Cost proceedings culminating in a March 2006 report raised concerns with the quality and consistency of load shapes used by program administrators in the Energy and Environment Economics, Inc. (E3) Cost- Effectiveness Evaluation “Calculator” Tool (The E3 Calculator). These concerns led to some further exploration and the June 2006 Decision ordering this scoping study to advise the CPUC’s Energy Division (ED) on a load shape improvement plan.



This report presents findings and recommendations for a load shape update process. The goal of this process is described further below.

		32		Measurement & Verification Load Impact Study for NCPA SB5X Miscellaneous Rebate Programs - Final Report - Robert Mowris & Associates - June 25, 2005				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Measurement & Verification Load Impact Study for NCPA SB5X Miscellaneous Rebate Programs_2005.pdf		This study was conducted at the request of Northern California Power Agency (NCPA) and the California Energy Commission (CEC). The study was managed by NCPA. It was funded by Senate Bill 5X (SB5X) and is available online at www.calmac.org.



This report provides Measurement and Verification (M&V) load impact study results for the NCPA SB5X Miscellaneous Rebate Programs implemented by Lodi, Lompoc, Modesto Irrigation District (MID), Roseville Electric, Turlock Irrigation District (TID), and Santa Clara (Silicon Valley Power).



The programs realized peak kW and kWh savings by paying incentives to customers for installing high efficiency miscellaneous measures. The programs provided 1,726 incentives for 68,698 measures from 2001 through 2003 with $246,519 SB5X funds administered by NCPA.

		33		Phase 4 Market Effects Study Of California Residential Lighting And Appliance Program - Final Report - Xenergy Inc. (for SDG&E) - April 26, 2002				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\Phase 4 Market Effects Study of California Residential Lighting and Appliance Program_2002.pdf		This report presents the results of the Phase 4 Evaluation of the California Statewide Residential Lighting and Appliance Program. Program years analyzed in this study include 1999, 2000, and 2001.



• The Phase 1 report (December 1999) measured key baseline market indicators and characterized the market for the relevant appliances and lighting products.

• The Phase 2 report (September 2000) included a study and documentation of the rationale behind the new PY2000 Program (i.e., what was planned, why it changed, and the reasons for making those changes).

• The Phase 3 report focused on the evaluation of PY2000 and measured the same market indicators addressed in Phase 1, as well as additional relevant indicators, to quantify changes over baseline measurements.

• This Phase 4 effort was designed to address these same indicators, with the focus on measuring market effects attributable to the PY2001 program.

		34		2005 Measure Cost Study Final Report CALMAC Study ID: PGE0235.01 - Summit Blue Consulting and HMG - December 9, 2005				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Cost\2005 Measure Cost Study Final Report_2005.pdf		This report presents the results and findings from the 2005 Measure Cost Study (MCS). The measure cost data are summarized in this report and are available online at the Database for Energy Efficiency Resources (DEER) website (http://eega.cpuc.ca.gov/deer/). The MCS results provide cost information on

the complete list of non-weather sensitive and weather-sensitive residential and non-residential measures, and refrigeration measures as included in the 2004-05 DEER Update conducted by Itron. This study was completed under contract to Pacific Gas & Electric Company (PG&E) on behalf of California’s investor owned utilities, the California Public Utilities Commission (CPUC) Energy Division, the California Energy Commission (CEC), and the CPUC Office of Ratepayer Advocates. The study was funded with Public Goods Charge (PGC) monies.

		35		Using Targeted Energy Efficiency Programs To Reduce Peak Electrical Demand And Addriss Electric System Reliability Problems - Steven Nadel et al - November 2000				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\Using Targeted Energy Efficiency Programs To Reduce Peak Electrical Demand..._2000.pdf		In the summers of 1998, 1999, and 2000, electric system reliability problems were regular frontpage news. The reliability of the power system, however, should not be viewed as only a shortterm, summertime issue. In much of the country, electricity use (particularly peak demand) is expected to grow rapidly, and power supplies will probably be strained for many years to come.



A range of solutions have been proposed to address electric system reliability problems and reduce the likelihood of power outages. These solutions include constructing new power plants, expanding the transmission and distribution system, implementing load control programs, improving energy efficiency, and investing in distributed generation resources (e.g., combined heat and power systems [CHP]). An approach limited to only supply-side solutions would create additional pollution as well as political opposition to siting these new facilities.



Energy efficiency, on the other hand, offers a low-cost alternative that reduces the need for additional central station generation and distribution capacity while reducing pollutant emissions and saving consumers and businesses billions of dollars. In this report, we discuss how demand-side efficiency could make a substantial and cost-effective contribution to addressing power reliability problems.

		36		Energy Efficiency for Oil Producers Program Evaluation  - Quantec, LLC / Summit Blue Consulting / Research into Action, Inc  - April 24, 2007				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Energy Efficiency for Oil Producers Program Evalaution_2007.pdf		The Energy Efficiency for Oil Producers Program, implemented by Global Energy Partners (Global), is a $2 million project funded by Southern California Edison as a constituent program within the 2004-2005 Innovative Designs for Energy Efficiency Activities (IDEEA) program. 



Program documents noted that California imports more than 500,000 barrels of oil per day to meet its needs. At the same time, California’s small- to medium-sized oil producers and oil producing wells are being shut down.  The Energy Efficiency for Oil Producers Program was designed as a custom measure hardware/incentive program targeted to the hard-to-reach small- to medium-sized independent oil producers.



Implementers stated that the target market needed incentives and assistance to implement energy conservation measures and overcome the market barriers in order to control costs and remain competitive. The main objective of the program was to assist the small- to medium-sized independent producers to become more energy-efficient and productive.



The reduction in energy and demand use per well expected from this program should translate into reduced operating costs for the small- to medium-sized oil independent producers. This proposed program was a follow on to a recently completed California Public Utilities Commission (CPUC) program that exceeded all of its energy, demand, and rebate goals.

		37		PECI San Diego Retrocommissioning Program EM&V - SDG&E Service Area - Final Report - Itron, Inc.  - February, 2007				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\PECI San Diego Retrocommissioning Program EM&V_2007.pdf		The main goal of the Commercial Building San Diego Retrocommissioning (RCx) Program is to improve the performance of energy-using equipment in existing buildings in the San Diego Gas and Electric Company (SDG&E) service area by focusing on optimizing mechanical equipment and related controls. The three main market barriers the program addressed were a lack of awareness of the benefits of retrocommissioning services among building owners and managers, high first cost, and inconsistent approaches that leave building owners with an unclear sense of the product received. The program intended to alleviate barriers through an approach that included ensuring persistence of savings by requiring documentation and tracking.

		38		Retrocommissioning: Program Strategies To Capture Energy Savings in Existing Buildings - ACEEE - June 2003				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\Retrocommissioning-Program Strategies to Capture Energy Savings in Existing Buildings_2003.pdf		Discusses the benefits of Retrocommissioning.

		39		2003 Statewide Nonresidential Standard Performance Contract (SPC) Program Measurement and Evaluation Study - Final Report (STUDY ID: SCE0206.01) - QUANTUM CONSULTING INC. / KEMA Inc. - December, 2005				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\2003 Statewide Nonresidential Standard Performance Contract (SPC) Program Measurement and Evaluations Study_2005.pdf		In this report, we present results from a set of evaluation activities focused on California’s Nonresidential Standard Performance Contract (SPC) Program for program year 2003 (PY2003). The PY2003 evaluation scope includes process and impact evaluation components.



The PY2003 evaluation scope was designed to supplement the PY2002 evaluation effort because the available resources and scope for the PY2003 evaluation were significantly smaller than for PY2002. Due to these scope differences between the evaluation years, sample sizes for the PY2003 evaluation are smaller than those in the PY2002 study.



As a result, the primary objective of the PY2003 evaluation effort was to add more sites to the impact evaluation component of the PY2002 evaluation effort. This report focuses on presenting the combined impact-related results for PY2002 and PY2003. We also present the combined research findings and recommendations for both program years, which were originally presented and explained in the PY2002 SPC Impact Evaluation report.

		40		Southern California Edison Residential Night Light Program Evaluation Study - Athens Research - May 5, 1999				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\Southern California Edison Residential Night Light Program Evaluation Study_1999.pdf		This report is a general evaluation of Edison’s Night Light program,which subsidizes distribution of night lights in the residential sector. Five different survey sources are used in the analysis.

		41		SCE CEUS based Nonres Vintage & CZ Distributions				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\SCE CEUS based Nonres Vintage & CZ Distributions_Rev0.xls		See tables

		42		SCE Non-Residential Shape Viewer				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2005\SCE-Non-Res2_Rev0.xls		Non-Residential Load Shapes.

		43		SCE Residential Shape Viewer				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2005\SCE-Res2_Rev0.xls		Residential Load Shapes.

		44		Evaluation Of Year 2001 Summer Initiatives Pool Pump Program - ADM Associates, Inc. (for PG&E) - April 2002				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\Evaluation of Year 2001 Summer Initiatives Pool Pump Program_2002.pdf		This report provides a baseline characterization of current equipment in the residential swimming pool markets and assesses the impacts of the 2001 timer and

pump and motor rebate programs offered by three California utilities.



These programs were authorized by the California Public Utilities Commission as part of its Summer Initiative (SI) aimed at reducing peak load in the summer of 2001. The objective of this report is to provide the reader with a description of how

these programs have impacted summer peak load and what factors determine the magnitude of that impact.

		45		Universal Lighting Technologies - Spec Sheet - Oct 2006				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Linear Fluorescent\Specs for IS RLO EB_Rev0.pdf		Spec sheet for electronic ballast for linear fluorscent bulbs.

		46		Selecting Targets For Market Transformation Programs: A National Analysis - Margaret Suozzo and Steven Nadel  - ACEEE - July1998				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\Selecting Targets for Market Transformation Programs-A National Analysis_1998.pdf		This report documents the results of a study conducted by the American Council for an Energy- Efficient Economy (ACEEE) for the Consortium for Energy Efficiency (CEE). The study's primary purpose is to analyze a range of technologies and practices, collectively referred to as "measures" for their potential as new national market transformation initiatives.

		47		The New Mother Lode - The Potential for More Efficient Electricity Use in the Southwest  - Southwest Energy Efficiency Project - 2002				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\The New Mother Lode-The Potential for More Efficient electricity Use in the Southwest_2002.pdf		Residential and nonresidential building prototypes were developed using the DOE-2.2 building energy simulation computer program. The DOE-2.2 prototypes were used to evaluate energy savings estimates for a number of energy efficiency measures.



Nonresidential building prototypes were developed based on previous studies and data from the Southwest Energy Efficiency Project, ACEEE, Nevada Power Co., analysis done for an energy efficiency advisory group in Utah (Nichols and von Hippel 2001), and a report done for Xcel Energy in Colorado (Nexant 2001). Residential building prototypes were developed using data from a number of sources including Southwest Energy Efficiency Project, ACEEE, Nevada Power Co., analysis done for an energy efficiency advisory group in Utah (Nichols and von Hippel 2001), and a report done for Xcel Energy in Colorado (Nexant 2001).



Modifications were made to the prototypes to reflect the unique characteristics of buildings and building practices in the southwest region. Eight nonresidential and four residential building prototypes were developed.

		48		RCx Economic Analysis Report - West Covina (Citrus) Courthouse - EMC Engineers, Inc. - February 6, 2006				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\RCx Economic Analysis Report-West Covina (Citrus) Courthouse_2006.pdf		Southern California Edison (SCE), Southern California Gas Company (SCG), and the County of Los Angeles (LACo), also known as the “Partnership”, are implementing a facility retro-commissioning (RCx) program under the sponsorship of the California Public Utilities Commission (CPUC).  The program is funded by California utility customers through the Public Goods Charge (PGC).  



The purpose of the RCx program is to optimize the operation of heating, ventilating, and air-conditioning (HVAC) systems in existing LACo buildings.  Retro-commissioning is a process of verifying that installed equipment is operating efficiently and is capable of providing the services necessary to meet building occupants’ needs.  Building optimization through the RCx program should fulfill the following goals.



·Reduce energy and demand costs (electrical and natural gas),

·Bring equipment to its proper operational state,

·Reduce occupant complaints,

·Improve indoor environmental quality,

·Reduce premature equipment failures,

·Improve facility operation and maintenance procedures, and 

·Reduce staff time spent of emergence or complaint calls.

		49		DEER Database				http://eega.cpuc.ca.gov/deer		Link to the online DEER measures

		50		Energy Conservation Standards Rulemaking Framework Document for Residential Refrigerators, Refrigerator-Freezers, and Freezers-Federal Appliance code, Department of energy, October,2005				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Federal\Energy Conservation Standards Rulemaking Framework Document_2008.pdf		The U.S. Department of Energy (DOE) Appliances and Commercial Equipment Standards Program, within the Office of Energy Efficiency and Renewable Energy (EERE) Building Technologies Program (BT), develops and promulgates test procedures and energy conservation standards for consumer appliances and commercial equipment. The process for developing standards involves analysis, public notice, and consultation with interested parties. Such parties, known as stakeholders, include manufacturers, consumers, energy conservation and environmental advocates, State and Federal agencies, and any other groups or individuals with an interest in these standards and test procedures.

                                                                                                                    This framework document seeks to describe DOE’s anticipated procedural and analytical approaches for evaluating energy conservation standards for residential refrigerators, refrigerator-freezers, and freezers.

		51		2006 Appliance Efficiency Regulations				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 20\Appliance Efficiency Regulations CEC-400-2006-002-REV2_2006.pdf		These Appliance Efficiency Regulations, (California Code of Regulations, Title 20, Sections 1601 through 1608) dated December 2006, contain amendments that were adopted by the California Energy Commission on July 5, 2006, and October 11, 2006, and approved by the California Office of Administrative Law on December 11, 2006 and December 14, 2006. These Appliance Efficiency Regulations replace all previous versions of California Appliance Efficiency Regulations.



The Appliance Efficiency Regulations include standards for both federally-regulated appliances and non-federally-regulated appliances. Twenty-one major categories of appliances are included in the scope of these regulations. The standards within these regulations apply to appliances that are sold or offered for sale in California, except those sold wholesale in California for final retail sale outside the state and those designed and sold exclusively for use in recreational vehicles or other mobile equipment.

		52		EM&V Study of the 2004-05 Statewide Residential Appliance Recycling Program, Final Report, Draft #1 for CPUC Review, Chapter 2, pg. 9				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\EM&V Study of the 2004-05 Statewide Residential Appliance Recycling Program_Chapter 2.pdf		Excerpt from EM&V Study of 2004-05 Statewide Residential Appliance Recycling Program, Final Report, Draft #1 for CPUC Review, Chapter 2, pg. 9

		53		Evaluation Study of the 2004-05 Statewide Residential Appliance Recycling Program 2004-2005 Programs #1114, #1157, #1232 and #1348 - Final Report - ADM Associates, Inc. - April 2008				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Evaluation Study of the 2004-05 Statewide Residential Appliance Recycling Program_2008.pdf		This report presents the results of the evaluation, measurement and verification study (EM&V) study of the Statewide Residential Appliance Recycling Program (RARP) that PG&E, SCE and SDG&E offered to their residential customers in 2004-2005. The program offered incentives to eligible customers to recycle older, less-efficient but still-working refrigerators and freezers. The goal was to remove such units from the grid sooner than otherwise might be the case, thereby reducing consumption and demand on the grid.

		54		Gross Saving Estimation for Appliance Recycling Programs: The Lab Versus In Situ Measurement Imbroglio and Related Issues - Athens Research - 2004/5				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Gross Savings Estimation for Appliance Recycling Program-The Lab Versus In Situ Measurement Imbroglio and Related Issues_.pdf		Estimates of gross savings for California appliance recycling programs have relied upon methods relating DOE test and characteristic data from multi-era sample of refrigerators and freezers (R/F) to the program population (Athens Research 1996, 1998; KEMA, 2004). The result is a reliable approach that yields lab-based program population unit energy consumption (UEC) estimates for the evaluated program and for plausible scenarios involving change in program focus. And yet, skepticism about the external validity of this approach prevailed throughout the same decade: do lab-based regression estimates reflect the actual in situ consumption of the R/F?



If there are systematic lab-in situ differences in the recycling population, is this relationship contingent upon other variables? Related issues include: extrapolation

to full year UEC given error in short term in situ metering; degradation, and the factors other than age that select for a recycling population that is characterized by performance problems; the major physical determinants of differences between in situ and laboratory tests. This paper reports on both data development and analysis relating to: 

• extension of the lab data regression/population UEC estimation method to the 2004-05 IOU’s recycling program,

• incorporation of a small dually metered sample (ADM, 2006) as a basis for investigating and preliminarily establishing the “lab-in situ relationship(s)”,

• evidence on key issues: extrapolation from short term metering to full year consumption, the level of performance problems typical of recycling appliance populations, and 

• summary analysis on the causal determinants of differences between lab and in situ results.

		55		“Net to Gross Analysis” Chapter, EM&V Study of 2004-05 Statewide Residential Appliance Recycling Program Draft Report				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\EM&V Study of the 2004-05 Statewide Residential Appliance Recycling Program Draft Report_Chapter 3.pdf		Chapter Three - NET TO GROSS ANALYSIS

		56		Net Savings Estimation in Appliance Recycling Programs: A Review and Empirical Analysis with Recent California Data - ADM Associates, 2004-2005				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Net Savings Estimation in Appliance Recycling Programs-A Review and Empirical Analysis with Recent California Data_.pdf		The net-to-gross (NTG) ratio has a powerful but often poorly understood influence on the overall savings impacts of energy efficiency programs in general and appliance turn-in programs in particular.



In California, KEMA, Inc. (previously XENERGY) developed an influential general approach to estimating net savings for appliance recycling programs.  This paper addresses issues related to using that approach for the estimation of net savings for appliance recycling programs. Historical and recently developed data collected for an evaluation of appliance recycling programs in California have been used to examine the approach.



These survey data were used to replicate, supplement, and re-evaluate the approach developed by KEMA for estimating net savings.  The expanded sample sizes for non-participants as well as participants have been used to analyze inter-utility and participation mode (primary, secondary refrigerator, or freezer) variations in NTG ratios.

		57		Manual on Uniform Traffic Control Devices for Streets and Highways-2003 Edition: U.S. Department of Transportation				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Federal\Manual on Uniform Traffic Control Devices for Streets and Highways_2003.pdf		The purpose of traffic control devices, as well as the principles for their use, is to promote highway safety and efficiency by providing for the orderly movement of all road users on streets and highways throughout the Nation.

		58		California Code of Regulations-Title 20. Public Utilities and Energy-August 2008				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 20\California Code of Regulations Title 20-Public Utilities and Energy CEC-140-2008-001-REV1_2008.pdf		Compilation of the California Energy Commission's Regulations.

		59		2007 Appliance Efficiency Regulations-California Energy Commission-December 2007				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 20\Title 20-2007 Appliance Efficiency Regulations (Updated in 2007) CEC-400-2007-016-REV1_2007.pdf		These Appliance Efficiency Regulations, (California Code of Regulations, Title 20, Sections 1601 through 1608) dated December 2007, contain amendments that were adopted by the California Energy Commission on October 10, 2007. These Appliance Efficiency Regulations replace all previous versions of California Appliance Efficiency Regulations.                                                                                                                       

The Appliance Efficiency Regulations include standards for both federally-regulated appliances and non-federally-regulated appliances. Twenty-one categories of appliances are included in the scope of these regulations. The standards within these regulations apply to appliances that are sold or offered for sale in California, except those sold wholesale in California for final retail sale outside the state and those designed and sold exclusively for use in recreational vehicles or other mobile equipment.

		60		2005 Building Energy Efficiency Standards for Residential and Nonresidential Buildings-October 2005				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\2005 Building Energy Efficiency Standards for Residential and Nonresidential Buildings CEC-400-2006-015_2005.pdf

		61		2005 Building Energy Efficiency Standards-Residential Compliance Manual-March 2005				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\2005 Building Energy Efficiency Standards-Residential Compliance Manual CEC-400-2005-005-CMF_2005.PDF		This compliance manual is intended to help owners, designers, builders, inspectors, examiners, and energy consultants comply with and enforce California’s energy efficiency standards for low-rise residential buildings. The lighting and domestic hot water requirements in this compliance manual also apply to high-rise residential buildings. The manual is written as both a reference and an instructional guide and can be helpful for anyone that is directly or indirectly involved in the design and construction of energy efficient residential buildings.

		62		Nonresidential Alternative Calculation Manual (ACM) Approval Method-CEC-December 2008				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\Nonresidential Alternative Calculation Manual (ACM) Approval Method CEC-400-2008-003-CMF_2008.PDF		This Manual explains the requirements for approval of Alternative Calculation Methods (also referred to as compliance software programs) used to demonstrate compliance with the Energy Efficiency Standards for nonresidential buildings, hotels & motels, and high-rise residential buildings. The approval process for nonresidential compliance software programs is specified in Title 24, Part 1, §§ 10-101through 10-110 of the California Code of Regulations. Nonresidential compliance software programs are used in the performance approach to demonstrate compliance with the Energy Efficiency Standards for nonresidential buildings as outlined in Title 24, Part 6, Subchapter 5, § 141. The Energy Commission develops and implements the Energy Efficiency Standards.

		63		Residential Alternative Calculation Manual (ACM) Approval Method-CEC-December 2008				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\Residential Alternative Calculation Manual (ACM) Approval Method CEC-400-2008-002-CMF_2008.PDF		This Manual explains the requirements for approval of residential Alternative Calculation Methods (ACMs or compliance software). Residential compliance software is used to demonstrate compliance with the performance approach to the California Energy Efficiency Standards for Low-Rise Residential Buildings.

                                                                                                                    The approval procedure is one of self-testing and self-certification by the compliance software vendor. The vendor conducts the specified tests, evaluates the results and certifies in writing that the compliance software passes the tests. The California Energy Commission (Commission) will perform spot checks and may require additional tests to verify that the proposed compliance software is suitable for compliance purposes. The vendor is required to develop a compliance supplement (program user manual) explaining how to use the program for showing compliance with the standards. The compliance supplement will also be checked by the Commission for accuracy and ease of use.

		64		2005 Building Energy Efficiency Standards-Nonresidential Compliance Manual-CEC				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\Title 24-2005 Building Energy Efficiency Standards Nonresidential Compliance Manual CEC-400-2005-006-CMF_2005.pdf		The Nonresidential Compliance Manual includes compliance method descriptions, calculation procedures, technical data, examples, and sample compliance forms for meeting the energy efficiency Standards for Nonresidential Buildings, High-Rise Residential Buildings, and Hotels/Motels. This compliance manual is not a substitute for the Standards, and it should be used in conjunction with a current copy of the 2001 Energy Efficiency Standards.

		65		2008 Building Energy Efficiency Standards-Nonresidential Compliance Manual-CEC				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\Title 24-2008 Building Energy Efficiency Standards Nonresidential Compliance Manual CEC-400-2008-017-CMD_2008.PDF		This manual is designed to help owners, designers, builders, inspectors, examiners, and energy consultants comply with and enforce California’s energy efficiency standards for nonresidential buildings. Written as both a reference and an instructional guide, this manual can be helpful for anyone that is directly or indirectly involved in the design and construction of energy efficient nonresidential buildings. This manual is intended to supplement several other documents that are available from the California Energy Commission (Energy Commission). These are: (1)

2008 Title 24 Building Energy Efficiency Standards (Standards) which were adopted April 23, 2008 and become effective July 1, 2009; (2) Reference Appendices for the Standards; and (3) Nonresidential Alternative Calculation Method Manual. This manual provides a summary of the principle changes in the 2008 Standards relative to the 2005 Standards. The technical chapters cover building envelope, mechanical systems, indoor lighting, outdoor lighting, sign lighting, and refrigerated warehouses. Mandatory measures and prescriptive requirements are described within each technical area, subsystem or component. Other subjects that are covered include the compliance and enforcement process, compliance documentation, acceptance testing requirements and whole building performance approach.

		66		2008 Building Energy Efficiency Standards-Residential Compliance Manual-CEC				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\Title 24-2008 Building Energy Efficiency Standards Residential Compliance Manual CEC-400-2008-016-CMD_2008.PDF		The Building Energy Efficiency Standards (Standards) were first adopted and put into

effect in 1978 and have been updated periodically in the intervening years. The Standards are a unique California asset and have benefitted from the conscientious involvement and enduring commitment to the public good of many persons and organizations along the way. The 2008 Standards development and adoption process continued that long-standing practice of maintaining the Standards with technical rigor, challenging but achievable design and construction practices, and public engagement and full consideration of the views of stakeholders.

		67		Reference Appendices for the 2008 Building Energy Efficiency Standards for Residential and Nonresidential Building-CEC				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\Reference Appendices for the 2008 Building Energy Efficiency Standards CEC-400-2008-004-CMF_2008.PDF		2008 Reference Appendices

		68		Table of SPC Itemized Estimated Costs-no author/date				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Cost\Table of SPC Itemized Estimated Costs.xls		Itemized Estimated Costs

		69		California Lamp Report 2004				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\California Lamp Report_2004.pdf		The California Lamp Report 2004 presents the analysis of lamp sales for residential use in California and the U.S. from 1998 through 2004.1 This research is one component of the larger California Residential Market Share Tracking (RMST) project, which has monitored the market penetration of energy efficient measures in California since 1999. The RMST supports California’s investor-owned utilities (IOUs) in their program planning and efforts to measure statewide and IOU-specific program milestones for promoting short-term adoption of measures and longer-term market acceptance of energy efficient technologies. In addition to lamps, the RMST estimates the average efficiency rating and market penetration of high

efficiency residential gas furnaces, central air conditione rs, refrigerators, clothes washers, dishwashers, and room air conditioners.2 In addition to the California IOUs, beneficiaries of this research includes federal and state agencies, regional and state energy efficiency organizations, trade organizations, and equipment manufacturers, distributors, and retailers.

		70		Evaluation, Measurement and Verification Report-California Multi Measure Farm Program 1354-04 and 1360-04				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\GRR\Evaluation, Measurement and Verification Report-California Multi Measure Farm Program 1354-04 and 1360-04_2007.pdf		This report summarizes the approach, data collection and results for the Evaluation,

Measurement and Verification of EnSave, Inc’s California Multi Measure Farm Program (354-04 and 1360-04). All activities, with the exception of the Process Questionnaire and survey, were developed and conducted by kW Engineering, an independent energy engineering firm based in Oakland, CA.

                                                                                                                    The objective of the program was to promote and provide incentives for the installation of high efficiency options for five measures associated with milking at dairies. The program was implemented in Pacific Gas and Electric and Southern California Edison’s service territories, California’s two largest Investor Owned Utilities (IOUs). The program targeted small, independent dairies that have typically been underserved by energy efficiency programs in the past.

		71		CFL-Loadshape Data-KEMA				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\CFL-Loadshape_Data-KEMA-2to5Avg_rev0.xls		Excel Spreadsheet with Loadshape Data-No Author/Date

		72		Lighting Controls Effectiveness Assesment-Final Report on Task Lighting Study-September 2002				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\Lighting Controls Effectiveness Assessment_2002.pdf		Energy managers have long known that using task lighting as a supplement to general lighting in open office environments can contribute to energy efficiency. The use of task lighting allows the lighting designer to use lower ambient light levels, while allowing occupants to achieve high illuminance levels on their task surfaces. Because these areas are small compared to the area of general illumination, the overall system can be more efficient. Task lighting, however, is subject to the control of individuals, so the overall energy consumption is dependent on individual behavior. Little is known about this behavior and its effects on energy and demand. Increased attention to task lighting in the California Title 24 energy code and in the publicly funded energy efficiency programs has prompted the need for more field data on occupant behavior related to task lighting.

		73		RCX Planning and Investigation Report-Alhambra Courthouse				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\RCx Planning and Investigation Report-Alhambra Courthouse_2006.pdf		The purpose of the RCx program is to optimize the operation of heating, ventilating, and airconditioning (HVAC) systems in existing LACo buildings. Retro-commissioning is a process of verifying that installed equipment is operating efficiently and is capable of providing the services necessary to meet building occupants’ needs. Building optimization through the RCx program should fulfill the following goals.         

• Reduce energy and demand costs (electrical and natural gas),

• Bring equipment to its proper operational state,

• Reduce occupant complaints,

• Improve indoor environmental quality,

• Reduce premature equipment failures,

• Improve facility operation and maintenance procedures, and

• Reduce staff time spent of emergence or complaint calls.

		74		SDG&E 2004-05 Express Efficiency Lighting Program Time of Use Study				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\SDG&E 2004-05 Express Efficiency Lighting Program Time of Use Study_2007.pdf		This is the final report for the San Diego Gas & Electric Express Efficiency Lighting Time of Use Study. This study reports on annual operating hours of two general lighting technology groups across ten unique market segments. SDG&E provided the population data and number of sites to be sampled in each market segment. One

hundred twenty two sites were metered for this effort. The annual operating hours is

estimated using short term metering with data loggers at randomly selected sample points. The primary objective for this study is the short term metering results across

each market segment.

		75		Small Business Super Saver Program Hours Of Operation Study				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\Small Business Super Saver Program Hours of Operation Study_2006.pdf		San Diego Gas & Electric Company (SDG&E) began implementing the Small Business Super Saver Program in early 2006. The program has been successful in encouraging the adoption of energy efficient measures in the small business sector. In April 2006, the Small Business Energy Efficiency Program Evaluation, ID #1340-04 was completed. The evaluation found a discrepancy between the lighting run hours used in the program assumptions (from DEER) and the actual hours found in the study, thus affecting the savings achieved. In addition, the study hypothesized that, for small businesses, customer reported hours of operation of lighting equipment are accurate.

		76		California Measurement Advisory Committee Public Workshops on PY 2001 Energy Efficiency Programs				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\California Measurement Advisory Committee Public Workshops on PY 2001 Energy Efficiency Programs_2000.pdf		The “Administrative Law Judge’s Ruling Establishing Schedule and process for PY 2001 Energy Efficiency Program Planning” issued on August 15, 2000, directed the California Measurement Advisory Council (CALMAC) to sponsor workshops that would provide interested stakeholders a public forum to discuss and develop consensus recommendations on the issues identified in Ordering Paragraphs (OP) 7, 8, 9, 12, 14, 51, 54, 72 and 73. Discussions on OP 9 were extended to an additional workshop, pursuant to the September 14, 2000, Administrative Law Judge’s Ruling Concerning Cost-Effectiveness Inputs for Program Year 2001 Planning.

		77		Evaluation of 2004-2005 Designed for Comfort: Efficient Affordable Housing Program				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Evaluation of 2004-2005 Designed for Comfort-Efficient Affordable Housing Program_2006.pdf		The 2004-2005 DfC Program worked within the affordable multifamily and single-family housing sectors to incorporate strategies that involve both long-term changes in market structure and shorter-term acquisition of energy savings. The main policy component of the program involved the development of an Energy Efficiency-Based Utility Allowance (EEBUA), which was designed to encourage targeted property owners/developers to implement energy efficiency improvements at their properties. The way the EEBUA works is somewhat complicated, but essentially it attempts to compensate owners/developers for making energy efficiency improvements by allowing them to charge higher rents. Tenants also benefit in that lower utility bills should more than compensate for the increase in rent.

                                                                                                                          In addition, there was a financial incentive component of the program that was designed to encourage the adoption of energy efficiency measures in both multifamily and single-family voluntary rehab housing projects. In the multifamily component, incentives were provided for improvements in the efficiency of heating, cooling, and domestic hot water (DHW) systems. Projects were required to include an appropriate mix of measures to reduce energy use by at least 20% in these three systems. The program worked with HERS raters and Energy Consultants to identify appropriate measures, simulation programs were used to estimate the reduction in energy use, and pre- and post-inspections were required to ensure that all measures were installed to the correct specifications.

		78		Evaluation of Pacific Gas & Electric Company’s 1997 Commercial Energy Efficiency Incentives Program: Lighting Technologies				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Evaluation of Pacific Gas & Electric Company's 1997 Commercial Energy Efficiency Incentives Program-Lighting Technologies_1999.pdf		This study was conducted in compliance with the requirements specified in “Protocols and Procedures for the Verification of Costs, Benefits, and Shareholders Earnings from Demand-Side Management Programs” (Protocols), as adopted by California Public Utilities Commission Decision 93-05-063, revised March 1998, pursuant to Decisions 94-05-063, 94-10-059, 94-12-021, 95-12-054, 96-12-079 and 98- 03-063.

                                                                                                                    This study evaluated the gross and net energy savings from lighting energy efficiency technologies for which rebates were paid in 1997 by Pacific Gas & Electric Company’s Commercial Energy Efficiency Incentive (CEEI) Programs. Retrofits were performed under three different PG&E programs, the Retrofit Express (RE), Customized Efficiency Options (CEO), and Advanced Performance Options (APO) Programs.

		79		Evaluation of the 2004-2005 Statewide Multifamily Rebate Program – Volume I - Appendices				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Evaluation of the 2004-2005 Statewide Multifamily Rebate Program_Volume 1_2007.pdf		The 2004-2005 California Statewide Multifamily Rebate Program was launched in 2002 to address the unique needs of the multifamily sector. This market was served prior to 2002 by the Residential Contractor Program, which included both single and multi-family homes. Thus, the 2002 program was innovative in having its design tailored to the unique barriers faced by the multifamily sector, primarily the split-incentive barrier. The program theory, as described in the program plans, is that financial incentives, along with program marketing and education, will be used to help multifamily property owners and managers overcome the split-incentive barrier. Although these owners and managers are responsible for facility improvements, they usually do not pay energy bills for the tenant spaces and therefore have little incentive to install more expensive energy-efficient measures in these spaces. The rebates help reduce—and in some cases totally eliminate—these higher first costs for energy-efficient equipment. The program also helps to encourage the participation of multifamily property owners and managers by offering rebates for energy-efficient measures installed in common areas. The program hopes that “program momentum and market penetration will likely increase at a faster rate” as multifamily property owners become more familiar and comfortable with energy-efficient measures and learn the long-term benefits of energy efficiency.

		80		Evaluation, Measurement, and Verification (EM&V) Report: Los Angeles County ISD

2002-2003 Energy Efficiency Program CPUC Non-Utility Program #156-02				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Evaluation, Measurement, and Verification (EM&V) Report-Los Angeles County ISD 2002-2003 Energy Efficiency Program_2004.pdf		The Los Angeles County Internal Services Department Energy Efficiency Program sponsored through the California Public Utilities Commission’s Third Party Local Program consists of installation of lighting retrofits, lighting control systems, time clocks on chillers, variable-frequency drives on air handler fans, and the replacement of one 1200-ton chiller. All of the measures are installed in LA County buildings located within the Southern California Edison service territory.

                                                                                                                    The project clearly met its revised goals, and significantly exceeded its original goals while maintaining the original budget. We developed hard factual evidence supporting the success of this program and demonstrating its viability for future expansion within Los Angeles County as well as other local government agencies.

		81		Measurement & Verification Load Impact Study for NCPA SB5X Commercial and Industrial Lighting Programs				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Measurement & Verification Load Impact Study for NCPA SB5X Commercial and Industrial Lighting Programs_2005.pdf		This study was conducted at the request of Northern California Power Agency (NCPA) and the California Energy Commission (CEC). The study was managed by NCPA. It was funded by Senate Bill 5X (SB5X) and is available online at www.calmac.org. This report provides Measurement and Verification (M&V) load impact results for the NCPA SB5X Commercial and Industrial (C&I) Lighting Programs implemented by Alameda, Gridley, Healdsburg, Lassen Municipal Utility District (LMUD), Lodi, Lompoc, Modesto Irrigation District (MID), Palo Alto, Roseville, Santa Clara (Silicon Valley Power), and Truckee Donner Public Utility District (TDPUD). The programs realized peak kW and kWh savings by paying incentives for the installation of high efficiency lighting systems, lamp removal (i.e., delamping), or controls. The lighting measures have an effective useful life of 16 years.1 Approximately 626 projects and 125,966 lighting fixtures were installed from 2001 through 2003 by programs sponsored by 11 utilities with $2,100,482 of SB5X funds administered by NCPA.

		82		Measurement & Verification Load Impact Study for NCPA SB5X LED Traffic Signals				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Measurement & Verification Load Impact Study for NCPA SB5X LED Traffic Signals_2005.pdf		This report provides Measurement and Verification (M&V) load impact study results for the NCPA SB5X Light Emitting Diode (LED) Traffic Signals Programs implemented by Lompoc, Modesto Irrigation District (MID), and Santa Clara. The programs realized peak kW and kWh savings by paying incentives to local city or county jurisdictions for the installation of high efficiency LED traffic signals. The three programs provided incentives totaling $450,697 for 4,924 LED traffic signals installed from 2001 through 2003 with SB5X funds administered by NCPA.

		83		Measurement & Verification Load Impact Study for Northern California Power Agency Senate Bill 5X Programs				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Measurement & Verification Load Impact Study for Northern California Power Agency Senate Bill 5X Programs_2005.pdf		This report provides Measurement and Verification (M&V) load impact study results for a portfolio of sixty-three (63) energy efficiency and renewable energy peak electricity demand reduction and load control (i.e., emergency based) programs. The programs were implemented by seventeen California public utilities with funding from SB5X and administered by NCPA under the auspices of the CEC.

		84		Nonresidential Direct Installation-No Author/Date				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\Nonresidential Direct Installation_.pdf		Small businesses provide a significant source of historically untapped potential for energy efficiency. Limited capital resources, lack of acceptance of the magnitude of the personal financial benefits of energy efficiency improvements and generally high discount rates for financial decisions are the primary barriers to participation. In addition, the majority of these customers occupy short-term leased facilities. Consequently, there is also a split incentive barrier to adoption of energy efficiency improvements. The Nonresidential Direct Installation program addresses these barriers by providing no-cost energy efficient retrofits and, beginning in 2006, on-bill financing.

		85		Statewide Survey of Multi-Family Common Area Building Owners Market Volume I: Apartment Complexes				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\Final Report Appendices_Statewide Survey of Multi-Family Common Area Building Owners Market_Vol_1 Apartment Complexes_2000.pdf		The survey of apartment complexes was one part of a larger survey that also included collecting data on common areas of condominium and homeowner associations. A major issue for the overall study related to preparing appropriate sampling frames and using those frames to select samples of multi-family facilities from which to collect data. These issues differed between common areas for apartment complexes and common areas for other types of multi-family housing (e.g., condominium associations).

                                                                                                                    The total sample for the overall survey consisted of 840 points. Based on consultations with the SCE Project Manager, the Study Liaison from the California Board for Energy Efficiency (CBEE), and interested parties from the other California utilities, it was determined to allocate 540 sample points to the survey of apartment complexes and 300 sample points to the survey of condominium and homeowner associations.

		86		California Standard Practice Manual: Economic Analysis of Demand-Side Programs and Projects-October 2001				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\California Standard Practice Manual-Economic Analysis of Demand Side Programs and Projects_2001.pdf		This manual identifies the cost and benefit components and cost-effectiveness calculation procedures from four major perspectives: Participant, Ratepayer Impact Measure (RIM), Program Administrator Cost (PAC), and Total Resource Cost (TRC). A fifth perspective, the Societal, is treated as a variation on the Total Resource Cost test. The results of each perspective can be expressed in a variety of ways, but in all cases it is necessary to calculate the net present value of program impacts over the lifecycle of those impacts.

		87		Update of Appliance Efficiency Regulations				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\Update of Appliance Efficiency Regulations_2005.pdf		On December 15, 2004, the Energy Commission adopted numerous changes to the Appliance Efficiency Regulations. The five commissioners also signed an Order Adopting Regulations and Directing Additional Rulemaking Activities. The amended regulations were approved by the Office of Administrative Law on March 16, 2005, and took effect April 15, 2005.

		88		WPSCERELG0017 & WPSCEG0018 CFL & LED Reference Mapping Spreadsheet March 2007-No Author				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\WPSCERELG0017 & WPSCEG0018 CFL & LED Reference Mapping Spreadsheet March 2007 fws 1.2c.xls		Excel table.

		89		2002 Building Efficiency Assessment Study - An Evaluation of the Savings By Design Program				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\GRR\2002 Building Efficiency Assessment Study-An Evalaution of the Savings By Design Program_2004.pdf		This document is the final report for the Building Efficiency Assessment (BEA) study for the statewide Non-Residential New Construction (NRNC) program area for 2002. This report contains summary results for both program participants of Savings By Design (SBD) and program non-participants. Savings By Design is the statewide NRNC energy efficiency program administered and implemented by Pacific Gas and Electric Company, San Diego Gas and Electric Company, Southern California Edison Company, and Southern California Gas Company, also known as the California investor-owned utilities (IOUs). The 2002 Building Efficiency Assessment Study does not include Southern California Gas Company program participants.

                                                                                                                     The key objectives of the study are to:

• Develop impact estimates for the gross whole building energy and demand savings resulting from the Savings By Design program,

• Develop impact estimates of both incented and non-incented measure categories,

• Develop estimates of both free-ridership and spillover at the measure and end-use level,

• Develop net savings results, and

• Provide a process evaluation of the SBD program from the perspective of the program participants.

		90		WeatherNetDataStation5.1-CTZ 13 Tulare				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\WeatherNetDataStation5.1-CTZ 13 Tulare.xls		Weather Data for Tulare California

		91		WeatherNetDataStation11.2-CTZ 9 Rosemead				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\WeatherNetDataStation11.2-CTZ 9 Rosemead.xls		Weather Data for Rosemead California

		92		WeatherNetDataStation12.2-CTZ 10 Rialto				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\WeatherNetDataStation12.2-CTZ 10 Rialto.xls		Weather Data for Rialto California

		93		WeatherNetDataStation14.1-CTZ 16 Bishop				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\WeatherNetDataStation14.1-CTZ 16 Bishop.xls		Weather Data for Bishop California

		94		WeatherNetDataStation17.1-CTZ 6 Long Beach				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\WeatherNetDataStation17.1-CTZ 6 Long Beach.xls		Weather Data for Long Beach California

		95		WeatherNetDataStation17.3-CTZ 8 Santa Ana				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\WeatherNetDataStation17.3-CTZ 8 Santa Ana.xls		Weather Data for Santa Ana California

		96		WeatherNetDataStation18.1-CTZ 15 Cathedral City				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\WeatherNetDataStation18.1-CTZ 15 Cathedral City.xls		Weather Data for Cathedral City California

		97		WeatherNetDataStation19.1-CTZ 14 Ridgecrest				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\WeatherNetDataStation19.1-CTZ 14 Ridgecrest.xls		Weather Data for Ridgecrest California

		98		DEER Consolidated				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2005\Copy of DEERConsolidatedv4.xls		Excel Spreadsheet

		99		Table 3-5 Annual Lighting Hours				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2005\Table 3-5 Annual Lighting Hours.xls		Excel Spreadsheet tabulating the Annual Lighting hours for different market sectors.

		100		SPC Reference Tables - 2001 Calculated Savings				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Multiple\2001 SPC HVAC Reference Tables.pdf		Calculated Savings for differenct types of buildings.

		101		2003 Express Air Conditioning				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Multiple\2003 Express Air Conditioning_03.pdf		Tables containing measures, market sectors, energy savings…

		102		Non-Res RCA Workbook References				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\O&M\Non-Res_RCA _workbook references.xls		Excel Spreadsheet

		103		2003 Ashrae Handbook - Heating, Ventilating, and Air-Conditioning Applications				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Other\2003 Ashrae Handbook-Heating, Ventilating, and Air-Conditioning Applications_.pdf		Specific Sections from the Ashrae Handbooks.

		104		Appendix C: Cost-Effectiveness Inputs and Load Impact Workpapers-Residential Lighting				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\CFLs\Appendix C-Cost Effectiveness Inputs and Load Impact Workpapers_2001.pdf		Compact Fluorescent Lighting (CFL)- Screw-in Bulbs and fixtures

		105		CFL-Loadshape Data-KEMA				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\CFLs\CFL-Loadshape_Data-KEMA-2to5Avg.pdf		Loadshape Data

		106		Dimmable PAR and Reflector Shape CFL-Goodmart.com				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\CFLs\Dimmable PAR and Reflector Shape CFL Lamps_2007_www.goodmart.com.pdf		Dimmable PAR and Reflector Shape CFL Prices

		107		E-Max-Creating Energy Efficiency for Commercial Businesses				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\CFLs\E-Max-Creating Energy Efficiency for Commercial Businesses_2007_www.emax.com.pdf		Online CFL Products.

		108		Energy Star Qualified Light Bulbs- 2006 Partner Resource Guide				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\CFLs\Energy Star CFL Incandescent Equivalency Chart_2006.pdf		This document is designed to help you promote ENERGY STAR qualified light bulbs.

                                                                                                                 Section I includes the latest consumer messaging on product features and benefits, as well as fun facts and usage tips.

                                                                                                               Section II summarizes the most recent data on ENERGY STAR market share, ENERGY STAR criteria, energy savings, and cost–effectiveness.

		109		Screw-in Globe Shape CFL Lamps-Goodmart.com				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\CFLs\Screw-in Globe Shape CFL Lamps_2007_www.goodmart.com.pdf		Globe Shape CFL Lamp prices

		110		ChanneLED3- The LED Alternative to Neo Channel Letter Lighting				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\LED\ChanneLED3.pdf		SloanLED brings the LED advantage to channel letter lighting. Rivaling neon’s brightness, ChanneLED3 offers significant energy savings, virtually no maintenance, easier installation and long Life.

		111		LED Holiday Lights				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\LED\LED Holiday Lights_2006.pdf		As holiday lighting is used more year-round, consumers are finding that LED (lightemitting diode) lights are an energy-efficient choice. LEDs were developed from

semiconductor technologies in the 1970s. Today, highly efficient LED flashlights, holiday lights, traffic signals and exit signs are available.

                                                                                                                   LEDs are constructed from tiny solid-state chips similar to those used in computers. These chips directly convert electricity to light without the use of a filament or glass bulb. Instead, the chips are encapsulated in solid plastic that are made into a variety of shapes and sizes. The most common style is the “strawberry” shaped bulb with the most common size being a string of 35 or 70 lights.

		112		Human Eye Response to LED Light: Scotopic versus Photopic Light and Vision				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\LED\LED Roadway Lighting-Human Eye Response to LED Light- Scotopic Vesus Photopic Light and Vision.pdf		Photoreceptors (i.e. light sensors) are located at the back surface of the human eye (1). This area is called the retina. The surface of the retina is composed of both rods (~120 million) and cones (~7 million) (2). Rods and cones are the primary means through which the eye receives images and translates optical signals that are transferred to the brain (2). There, the signals are converted to perceived visual images that are recorded.

		113		PGE-Holiday Flyer				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\LED\PGE-Holiday Flyer_2006.pdf		Holiday Flyer comparing the use of incandescent and led lights.

		114		A Celebration of Lights-Sylvania LED Light Chain				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\LED\Sylvania LED Light Chain_2006.pdf		Information about LED Light Chains

		115		Ultralux 4-Lamp T5 Fixture w/bulbs				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Linear Fluorescent\Ultralux 4-Lamp T5 Fixture with Bulbs_.pdf		Online ordering and prices

		116		SCE Lighting Spreadsheet				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Multiple\Copy of SCELighting.xls		SCE Lighting Spreadsheet

		117		Energy Efficiency Fact Sheet-Holiday Lights				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Multiple\Energy Efficiency Factsheet-Holiday Lights.pdf		The following is a closer look at two energy efficient and practical options. LED lights and fiber optic trees are the newest additions to the ever-growing types of holiday lighting now available.

		118		Home Energy Learning Program- Holiday Lights				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Multiple\Holiday Lights_2004.pdf		Holiday season lights can be both bright and energy-efficient and can often replace the need for regular porch or yard lighting over the holiday season. Choosing the appropriate holiday lights and lighting controls will ensure your display is as energy-efficient as possible.

		119		Non Residential Lighting Workpaper Spreadsheet (2003).				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Multiple\NR_Express_03_Lighting_WP.xls		Excel spreadsheet.

		120		SDG&E Residential Lighting Upstream Table (12-12-01)				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Multiple\SDG&E Res-lighting Upstream Table 12-12-01.xls		Excel Spreadsheet

		121		Sylvania Night Lights-The Good Night Lights				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Multiple\Sylvania Night Lights.pdf		Today’s SYLVANIA Night Lights are as functional as they are decorative. They provide

just the right amount of light needed for visibility and peace-of-mind. No need to

light up an area unnecessarily—wasting energy. SYLVANIA Night Lights can be used

just about anywhere you need the perfect little light.

		122		Savings by Design-Systems Approach				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Other\Lighting Insert_2006.pdf		Daylighting systems incorporating sidelighting from windows or clerestories, and toplighting from skylights or roof monitors are eligible for incentives. The kWh savings estimates are based on the kW of lighting controlled, the Performance Index (PI) of the glazing (visible light transmittance/solar heat gain coefficient), and the total area of high-performance glazing.

		123		Appendix B: Energy Savings and Other Program Assumptions				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Office Equipment\Appendix B (from 80 Plus Program Proposal) Energy Savings and Other Program Assumptions_2005.pdf		The following information provides the technical details necessary for utilities to determine their ability to participate in the program. Specifically, this section documents the per-unit energy and demand savings and methodology, as well as the additional power quality benefits. It also documents the program participation assumptions necessary to calculate program impact and costs for a utility service territory based on the per unit savings, and concludes with a brief explanation of the verification and evaluation activities.

		124		Process Evaluation Report For The SCE Agricultural Energy Efficiency Program				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Ag_Prog_Process_Eval_with Appendices_Word2003.doc		This report presents the results of a process evaluation of Southern California Edison’s (SCE’s) Agriculture Energy Efficiency Program.  In late 2006, SCE’s long-standing hydraulic testing services program was expanded to include nonresidential audits and incentives/rebates for the renovation or replacement of inefficient pumps and the purchase of efficient equipment.  The audit and incentive/rebate components of the Agricultural Energy Efficiency Program previously existed within other free-standing programs open to all SCE nonresidential customers.  The new Agricultural Energy Efficiency Program offers these components within an integrated environment for SCE’s agricultural customers.

		125		AC Energy Hog Roundup Program Evaluation				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\EnergyHog_DRAFT Report 02-05-07 with MECT comments.doc		Southern California Edison awarded Conservation Services Group (CSG) a $988,500 contract to implement the Air Conditioner Energy Hog Roundup Program under the 2004-2005 Innovative Designs for Energy Efficiency Activities (IDEEA) program. The AC Energy Hog Program was conducted in the Coachella Valley where high numbers of cooling hours and air conditioning are common.  The primary goal of the program was to identify inefficient residential central air conditioners and replace them with efficient air conditioners before their useful life ended.  System replacements and tune-ups were expected to produce peak demand reduction and long-term energy savings.

		126		Energy Hog Roundup Program Evaluation General Comments Master Evaluation Contractor Team				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Response MECT 1185-04 Energy Hog evaluation general comments 06-03-2007.doc		The review of the evaluation report for the SCE Energy Hog Roundup program is based on the final evaluation plan submitted by Quantec and approved by the Energy Division of CPUC.  General comments on the evaluation report are listed below.  Additional comments have been made directly to the report as comments or tracked changes.

		127		Motors: Adjustable-Speed Drives				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Motors\Controls\Motors-Adjustable Speed Drives.pdf		Adjustable-speed drives (ASDs) allow induction-motor-driven loads such as fans and pumps to operate in speed ranges as wide as 10 to 300 percent of fixed speed. (They are also called variable-frequency drives, variable-speed drives, variable-frequency inverters, or frequency converters.) By controlling motor speed so that it finely corresponds to varying load requirements, ASD installations can increase energy efficiency (in some cases energy savings can exceed 50 percent), improve power factor and process precision, and afford other performance benefits such as soft starting and overspeed capability. They also can eliminate the need for expensive and energy-wasting throttling mechanisms such as control valves and outlet dampers.

		128		Energy Savings Potential for Commercial Refrigeration Equipment

		129		High Efficiency Specifications for Solid Door Refrigerators and Freezers and Glass Door Refrigerators				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Refrigeration\Doors\High Efficiency Refrigeration Specifications_2005.pdf		Outlines the Efficiency Requirements for any Refrigerator/Freezer to qualify for the CEE Commercial Kitchens Initiative.

		130		ASHRAE Standard 117-1992: Method of Testing Closed Refrigerators						ASHRAE's method for testing closed refrigerators.

		131		Energy Efficiency Policy Manual-Version 2				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\Energy Efficiency Policy Manual-Version 2.pdf		This document contains the California Public Utilities Commission’s (Commission) policy rules in the development and evaluation of energy efficiency programs in

California. The policy rules in this document guide applicants proposing energy

efficiency programs to the Commission in designing program proposals, applying for

funding, and implementing their programs.

		132		Energy Efficiency Policy Manual-Version 4.0				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\Energy Efficiency Policy Manual-Version 4.pdf		This document presents the California Public Utilities Commission’s (Commission) policy rules and related reference documents for the development and evaluation of energy efficiency programs funded by ratepayers in California. Referred to as the Energy Efficiency Policy Manual, Version 4.0, this document shall apply to all energy efficiency activities commencing in program year (PY) 2005 and beyond.

		133		2005 Appliance Efficiency Regulations				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 20\2005 Appliance Efficiency Regulations CEC-400-2005-012-2005.pdf		This Article applies to the following types of new appliances, if they are sold or offered for sale in California, except those sold wholesale in California for final retail sale outside the state and those designed and sold exclusively for use in recreational vehicles, or other mobile equipment. Each provision applies only to units manufactured on or after the effective date of the provision.

		134		2003 Appliance Efficiency Regulations				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 20\2003 Appliance Efficiency Regulations CEC-P400-03-016.pdf		This Article applies to the following types of new appliances, if they are sold or offered for sale in California, except those sold wholesale in California for final retail sale outside the state and those designed and sold exclusively for use in recreational vehicles, or other mobile equipment. Each provision applies only to units manufactured on or after the effective date of the provision.

		135		ASHRAE standard 72-2005: Method of Testing Commerical Refrigerators and Freezers

		136		2003 Energy Star Program Requirements for Commercial Steam Cookers				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Water Heating\Electric Tank\2003 Energy Star Program Requirements for Commercial Steam Cookers.pdf		Product specification for Energy Star qualified commercial steam cookers. A product must meet all of the identified criteria if it is to be labeled as ENERGY STAR by its manufacturer.

		137		Standard Test Method for the Performance of Steam Cookers.						Test method for the performance of steam cookers

		138		Commercial Cooking Appliance Technology Assessment				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Food Service Equipment\Commercial Cooking Appliance Technology Assessment.pdf		Many food service operations rely heavily on the versatility of ovens. Operators can cook varieties of foods in large quantities with a single appliance. As a result of their versatility, ovens are the most widely used appliance in the food service industry.

		139		E3 Calculator				http://www.ethree.com/cpuc_cee_tools.html

		140		Standard Test Method for the Performance of Hot Food Holding Cabinets.						Test method for the performance of hot food holding cabinets.

		141		Purchasing Specifications for Hot Food Holding Cabinets.				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Food Service Equipment\Purchasing Specifications for Hot Food Holding Cabinets.pdf		When buying hot food holding cabinets through commercial sources, select products that are ENERGY STAR®-qualified (see For More Information), all of which meet the Performance Requirements shown above. Most manufacturers and retailers display the ENERGY STAR logo on complying models. For models not displaying this logo, check the manufacturer’s literature (Web site, operating manual, product specifications) to determine if the power level or idle energy rate meets this specification.

		142		California Retail Food Code				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Food Service Equipment\California Retail Food Code.pdf		The provisions contained in this Part provide for a system of prevention and overlapping safeguards designed to minimize foodborne illness, ensure employee health, demonstrate industry manager knowledge, ensure safe food, specify nontoxic

and cleanable equipment, and delineate acceptable levels of sanitation of food facility premises.

		143		SCE Express Efficiency Program: Food Service Equipment				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Food Service Equipment\SCE Express Efficiency Program - Food Service Equipment.pdf		List of rebates available for installing specific equipment.

		144		Energy Efficiency Policy Manual-Version 3: Attachment 3				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\Energy Efficiency Policy Manual-Version 3-Attachment 3.pdf		This document presents the California Public Utilities Commission’s (Commission)

policy rules and related reference documents for the development and evaluation of

energy efficiency programs funded by ratepayers in California. Referred to as the

Energy Efficiency Policy Manual, Version 3, this document shall apply to all energy

efficiency activities commencing in program year (PY) 2006 and beyond.

		145		Standard Test Method for the Performance of Open Deep Fat Fryers						Test method for open deep fat fryers.

		146		Purchasing Specifications for Griddles				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Food Service Equipment\Purchasing Specifications for Griddles.pdf		This purchasing specification applies to commercial grade, electric and gas griddles. When buying griddles through commercial sources, select products that meet the Performance Requirements shown above. The federal supply sources for griddles are the General Services Administration (GSA) and Defense Logistics Agency (DLA). GSA sells griddles through its Multiple Awards Schedules program and on-line shopping network, GSA Advantage! DLA offers them through the Defense Supply Center Philadelphia and online through DoD EMall.

		147		Standard Test Method for the Performance of Griddles						Test method for griddles.

		148		Standard Test Method for the Performance of Combination Ovens						Test Method for combination ovens.

		149		Purchasing Specifications for Commerical Ice-Cube Machines				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Food Service Equipment\Purchasing Specifications for Commercial Ice Cube Machines.pdf		The federal supply sources for ice-cube machines are the Defense Logistics Agency (DLA) and the General Services Administration (GSA). DLA sells ice-makers through its “Customer Value Contracts” program. GSA offers ice-cube machines on Schedule 73-III, as well as through its on-line shopping network, GSA Advantage! Select a model that meets the recommended level for that type and capacity. For a contractor-supplied ice-cube machine, specify an energy consumption rate that meets the Efficiency Recommendation.

		150		Codes and Standards Enhancement Initiative For PY2004: Title 20 Standards Development				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 20\Codes and Standards Enhancement Initiative for PY2004_2004.pdf		The Pacific Gas and Electric Company (PG&E) Codes and Standards Enhancement (CASE) Initiative Project seeks to address energy efficiency opportunities through development of new and updated Title 20 standards. Individual reports document information and data helpful to the California Energy Commission (CEC) and other stakeholders in the development of these new and updated standards. The objective of this project is to develop CASE Reports that provide comprehensive technical, economic, market, and infrastructure information on each of the potential appliance standards. This CASE report covers standards and options for residential air handler fans.

		151		ARI Standard 810: Performance Rating of Automatic Commercial Ice-Makers				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Food Service Equipment\ARI Standard 810-2003 Performance Rating of Automatic Comm Ice Makers.pdf		The purpose of this standard is to establish for Automatic Commercial Ice-Makers: definitions; test requirements; rating requirements; minimum data requirements for Published Ratings; marking and nameplate data; and conformance conditions

		152		Packaged Commercial Refrigeration Equipment: A Briefing Report For Program Planners And Implementers						We recommend that energy efficiency program operators begin a program in 2003 to promote reach-ins and ice-makers meeting the CEE tier 1 and tier 2 specifications. We provide specific program recommendations at the end of this report. We also advise that program operators promote the Vending Miser control for vending machines in 2003. In addition, we propose that program implementers support efforts to (1) develop ENERGY STAR and CEE specifications for vending machines and beverage merchandisers (so that this equipment can be promoted in 2004) and (2) enact minimum-efficiency standards on reachins and ice-makers at the national and state levels in order to complete the market transformation process. (California and other states as well as the U.S. Department of Energy [DOE] are now working on such standards.)

		153		CR1 Hotel Key Card System				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Controls\Hotel Key Card System_2004.pdf		To reduce hotel/motel lighting and HVAC energy use, several products are coming to market that minimize usage during unoccupied periods through the use of the key card. The key card systems achieve this goal through different methods. One approach controls energy consumption through the door key card and additional sensors that determine guest occupancy. The second is a stand-alone unit that determines occupancy through a dedicated key card system; if the guest is present, the card is in the reader and if not the guest has the card and energy consumption is minimized.

		154		ASHRAE Pocket Guide for Air Conditioning, Heating, Ventilation, Refrigeration (IP Edition)

		155		2005 ASHRAE Handbook - Fundamentals						2005 ASHRAE handbook

		156		NFRC's Window Film Certification and Labeling Program				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Building Envelope\Fenestration\NFRC's Window Film Certification and Labeling Program.pdf		Window film manufacturers are now able to certify their products' energy performance ratings according to the National Fenestration Rating Council (NFRC) certification process.

		157		DEER Window Films Excel Spreadsheet				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Building Envelope\Fenestration\DEER Window Films Spreadsheet.xls		Excel Spreadsheet

		158		Thermal Distribution Systems in Commercial Buildings				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Building Envelope\Insulation\Thermal Distribution System in Commercial Buildings.pdf		Previous research suggests that HVAC thermal distribution systems in commercial buildings suffer from thermal losses, such as those caused by duct air leakage and poor duct location. Due to a lack of metrics and data about the potentially large energy savings from reducing these losses, the California building industry has mostly overlooked energy efficiency improvements in this area.

		159		ASHRAE Pocket Guide for Air Conditioning, Heating, Ventilation, Refrigeration (IP Edition)

		160		2004-2005 Building Efficiency Assessment Study

		161		Demand-Controlled Ventilation in Vehicle Parks				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Building Envelope\Other\Demand-Controlled Ventilation in Vehicle Parks.pdf		To provide a basis for discussion in purchasing and demand specification of

cost-effective solutions for energyefficicent ventilation control and reliable gas detection in garages.

		162		Demand-Controlled Ventilation in a Garage				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Building Envelope\Other\Demand-Controlled Ventilation in a Garage.pdf		The property company AB Ragne manages a garage in Malmö, in the Cedern block, Disponentgatan 19-23. In december 2000 a simple demand-controlled ventilatilation system was installed there based on a CO/CO2 combination sensor of model mSENSE II from Senseair. An induction fan is steered intermittently on/off based on CO and CO2 level measurements in the garage. The levels chosen for on/off switching are 35/30 ppm CO or 1500/1400 ppm CO2. The purpose of this ventilation solution is to ensure a good garage environment for users while at the same time maintaining low energy-use and low investment costs.

		163		Interactive Web-based Owning and Operating Cost Database (TRP-1237)

		164		Equipment Life and Maintenance Cost Survey (RP-186)

		165		An Energy Assessment of Fume Hoods with and without Automated Sash Positioning Systems at Amgen., Inc..

		166		Automatic Fume Hood Sash Closure – demonstration and test at the University of  California at Davis

		167		ASHRAE Applications Handbook - Comparison of Service Life Estimates

		168		ASHRAE standard 62-1999				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Building Envelope\Other\ASHRAE Standard 62.pdf		Outdoor air requirements for ventilation

		169		Demand Control Ventilation Using CO2.

		170		A.08-07-021-Proposed Energy Efficiency Risk-Reward Incentive Mechanism and EM&V Activities				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\A.08-07-021_Proposed Energy Efficiency_99882.pdf		This white paper introduces a framework for considering modifications to the energy efficiency risk-reward incentive mechanism (RRIM) and the evaluation, measurement, and verification (EM&V) activities that are currently used to measure performance and determine incentive awards or penalties for the investor owned utilities (IOUs or utilities). The California Public Utilities Commission (CPUC or Commission) has determined that improvements to the incentive mechanism are necessary in order to make the earnings process more transparent, streamlined, and less controversial, while also encouraging the IOUs to achieve the Commission’s core energy efficiency policy goals. On January 29th, 2009 the CPUC instituted Rulemaking 09-01-019 to examine and reform the Commission's energy efficiency incentive mechanism. The rulemaking anticipated this white paper, and indicated that issues raised within this document are preliminarily within the scope of the new

proceeding. Comments on this white paper will be considered, as directed by the Assigned Commissioner.

		171		A.08-07-021-Energy Division Straw Proposal on EM&V Issues for June 17th EM&V Workshop				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\Energy Division Straw Proposal on EM&V Issues.pdf		The proposals presented in this document represent the Energy Division’s current vision and recommendations for Evaluation, Measurement and Verification (EM&V) for the 2009 – 2011 energy efficiency program period. The purpose of this document is to propose ideas to stimulate comments and develop a record on key 2009 – 2011 EM&V issues.

		172		California Statewide Residential Appliance Saturation Study Update to Air-Conditioning Unit Energy Consumption Estimates Using 2004 Billing Data				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Load Shape\California Statewide Res App Saturation Study_2006_400-2006-009.pdf		The California Statewide Residential Appliance Saturation Study (RASS) was performed in late 2002, produced through 2003, and delivered in 2004. The original RASS conditional demand model used a combination of customer billing data with

the responses from the customer survey to model end uses and develop unit energy

consumption results for those end uses. During the original RASS analysis cycle, the

project team developed air conditioning unit energy consumption (UEC) estimates

that were lower than expected. In reviewing these results, it was hypothesized that

these low estimates could have been the result of California’s 20/20 program, which

provided consumers with incentives to dramatically reduce their energy consumption.

		173		After-hours Power Status of Office Equipment and Energy Use of Miscellaneous Plug-Load Equipment				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Office Equipment\After-hours Power Status of Office Equipment and Inventory of Misc Plug-Load Equipment.pdf		The main purpose of this study is to supplement and update previous data we collected on the extent to which electronic office equipment is turned off or automatically enters a low power state when not in active use. In addition, it provides data on numbers and types of office equipment, and helps identify trends in office equipment usage patterns. These data improve our estimates of typical unit energy consumption and savings for each equipment type, and enables the ENERGY STAR Office Equipment program to focus future effort on products with the highest energy savings potential.

		174		Savings Estimates for the United States Environmental Protection Agency’s ENERGY STAR Voluntary Product Labeling Program						ENERGY STAR is a voluntary energy efficiency-labeling program operated jointly by the United States Department of Energy and the United States Environmental Protection Agency (US EPA). Since the program's inception in 1992, ENERGY STAR has become a leading international brand for energy-efficient products. ENERGY STAR's central role in the development of regional, national, and international energy programs necessitates an open process whereby its program achievements to date as well as projected future savings are shared with committed stakeholders.

		175		Network Power Management Software, Saving Energy by Remote Control

		176		U.S. Building Sector Energy Efficiency Potential

		177		Energy Consumption by Office and Telecommunications Equipment in Commercial Buildings, Volume II: Energy Savings Potential				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Office Equipment\Energy Consumption by Office and Telecommunications Equipment in Commercial Buildings.pdf		Over the past twenty years, the robust penetration of computing devices into the workplace and the rise of the Internet and its associated infrastructure (server computers, UPSs, etc.) has lead to a dramatic increase in the energy consumed by nonresidential office and telecommunications equipment (ADL 2002). Consequently, nonresidential ofice and telecommunications equipment accounted for just under 3 percent of U.S. electricity consumption in 2000.

		178		Designing for Energy Efficiency - White Paper for the Intel® 3 Series Chipset				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Office Equipment\White Paper for the Intel® 3 Series Chipset.pdf		Over the last twenty-five years, computers have become pervasively used tools that have increased productivity in the office and enhanced entertainment and utility within the home. Their remarkable growth has been fueled by amazing advancements in performance, capability, and affordability. As the number of computers has grown, so has the need for delivery and deployment in increasingly greater energy-conscious ways. More energy-friendly computers can have an effect on both the available energy capacity as well as on the ecological impacts of generating additional electricity to meet growing demands.

		179		Market Progress Evaluation Report - EZ Conserve, No. 1				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Office Equipment\EZ Conserve, No. 1.pdf		The Northwest Energy Efficiency Alliance (Alliance) and EZConserve, Inc. (EZConserve) have formed a public/private partnership to help commercialize the EZConserve Surveyor Network Energy Manager software (Surveyor).                   The Surveyor Network Energy Manager is a software tool that allows

Information Technology (IT) administrators in large PC-dependent

organizations to remotely control the power management features of their

networked PCs, synchronize the use and adoption of energy management

strategies, and implement on-demand shut down of either a group of PCs or

the entire population, all through a single network interface.

		180		Market Progress Evaluation Report, No. 2 - Surveyor Network Energy Manager				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Office Equipment\Surveyor Network Energy Manager.pdf		This MPER covers research and analysis conducted between November 2003 and April 2004 and includes a project characterization, market characterization, findings from customer interviews, verification of Surveyor functionality and savings, and cost effectiveness analysis.

		181		San Diego Gas & Electric 2004-2005 Local Energy Savers Program Evaluation Report				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\GRR\SDGE 2004-2005 Local Energy Savers Program Evaluation Report.pdf		San Diego Gas and Electric (SDG&E) implemented the Energy Savers Program (ESP) during 2004 and 2005. The ESP provides incentives for public and non-profit businesses to install energy-efficient non-commercial refrigerators, torchieres, and computer/monitor plug load sensors. The Program targeted its services to school districts, military bases, churches, and other not-for-profit organizations.

		182		Electricity Used by Office Equipment and Network Equipment in the U.S. - Detailed Report and Appendices				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Office Equipment\Electricity Used by Office Equipment and Network Equipment in the U.S..pdf		In this study, we examined energy use by office equipment and network equipment at the end of 1999. We classified office equipment into 11 types; for each type we estimated annual energy consumption for residential, commercial, and industrial use by combining estimates of stock, power requirements, usage, and saturation of power management. We also classified network equipment into six types and estimated the annual energy consumption for each type.

		183		Efficiency Improvements in U.S. Office Equipment: Expected Policy Impacts and Uncertainties

		184		2006 ASHRAE Handbook

		185		Golf Cart Drive Train and Charging				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Other\Golf Cart Drive Train and Charinging EE.ppt		Powerpoint presentation regarding golf cart technology.

		186		Energy Efficiency and Performance Testing of Non-Road Vehicles - Golf Carts				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Other\Test procedure -- golf Carts draft.doc		The purpose of SCE’s evaluation of electric vehicles (EVs), EV chargers, batteries, and related items is to support their safe and efficient use and to minimize potential utility system impacts.

		187		A.08-07-021 - Interim Decision Determining Policy and Counting Issues for 2009 to 2011 Energy Efficiency Programs				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\A.08-07-021_Interim Decision Determining Policy and Counting Issues for 09-11 EE Programs.pdf		This decision adopts changes in existing rules on the calculation of energy savings and portfolio cost-effectiveness for the 2009-2011 energy efficiency portfolio applications of Pacific Gas and Electric Company (PG&E), Southern California Edison Company, Southern California Gas Company (SoCalGas), and San Diego Gas & Electric Company (SDG&E) (collectively, the Utilities). The adopted changes will enable the state’s investor-owned utilities (IOUs or Utilities) to build portfolios of energy efficiency programs that are consistent with the strategic direction for energy efficiency investment set forth in the California Energy Efficiency Long-Term Strategic Plan (Strategic plan) and our policy decisions.

		188		2004 ASHRAE handbook - HVAC Systems and Equipment

		189		Final Evaluation, Monitoring, and Verification (EM&V) Report for 2004-2005 EnergySmart Grocer Program				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\04-05_EnergySmart_Grocer_Eval_Final_Report.pdf		The Energy Smart Grocer (ESG) Program implemented by Portland Energy Conservation, Inc. (PECI), worked to provide information, technical assistance, and financial incentives for independent grocers to purchase and install energy efficient refrigeration, lighting and HVAC systems. The program was delivered to independent food retailers in the territories of PG&E, SCE, and SDG&E, and was planned to facilitate 1,300 retrofits over the two-year period of 2004-2005 and deliver 59,164,941 annual kWh of energy savings, according to the CPUC decision approving the program.

		190		Evaluation of the SDG&E 2004-05 Small Business Energy Efficiency Program				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\NTG\Evaluation of the SDG&E Small Business EE Program.pdf		The San Diego Gas and Electric (SDG&E) Small Business Energy Efficiency (SBEE) program targets the very small (< 20 kW), hard-to-reach nonresidential customers to increase the adoptions of selected energy efficient measures. Customers in this market segment do contribute to the public goods fund but historically have had low participation rates in other rebate programs that require the customer to pay at least a portion of the measure cost. To address this issue, the SBEE Program installs energy efficiency measures at no cost for eligible customers within this target group. Customers are first given a complete energy assessment of the facility from which a set of recommended measures is developed. Following this, a separate contractor visits the facility and installs the measures identified in the initial audit.

		191		GE ECM Evaporator Fan Motor Energy Monitoring				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Motors\ECM\GE ECM Evaporator Fan motor Energy Monitoring.pdf		Evaporator units are integral components of commercial walk-in refrigerators and freezers. The small fans housed within these units continuously move air across the evaporator coils and circulate it throughout the cooled spacce. Most come equipped with fans that are driven by relatively low efficiency, shaded-pole (SP) or permanent split capacitor (PSC) induction-type electric fan motors. Individually, these small induction-type fan motors may seemingly not consume a great deal of energy, but the energy consumption and operating cost of multiple evaporator fans combined and running continuously can accumulate to substantial amounts.

		192		Energy Policy Act of 2005				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Federal\Energy Policy Act of 2005.pdf		Energy Policy Act of 2005

		193		EUL Estimate for the 2002 Appliance Recycling Program - Memorandum				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\EUL Estimate for the 2002 Appliance Recycling Program.pdf		This memo provides an estimate of the effective useful life (EUL) of the energy savings attributed to Southern California Edison’s (SCE’s) 2002 Appliance Recycling Program by the first-year impact evaluation. A measure’s EUL is defined as its median survival time. So, this study estimates the time at which half the savings estimated by the first-year impact evaluation are no longer being realized. The results are presented first and are followed by a discussion of the analysis approach.

		194		Inclusion of Solar Reflectance and Thermal Emittance Prescriptive Requirements for Residential Roofs in Title 24				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\Inclusion of Solar Reflectance and Thermal Emittance Req.pdf		The current (2005) Title-24 standards prescribe minimum values of solar reflectance and thermal emittance for low-sloped roofs (i.e., roofs with a ratio of rise to run not exceeding 2:12) on nonresidential buildings. This report proposes adding prescriptive requirements for the solar reflectance and thermal emittance of roofs to California’s Title-24 standards for residential buildings with steep-sloped roofs (i.e., roofs with a ratio of rise to run exceeding 2:12) and residential buildings with low-sloped roofs.

		195		California Statewide Residential Appliance Saturation Study (RASS) Web site				http://websafe.kemainc.com/RASSWEB/DesktopDefault.aspx

		196		Evaluation of Southern California Edison’s Residential Audit Programs: Final Report				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Evaluation of SCE's Res Audit Programs - Final Report.pdf		There are several motives for this study. Concerns have been raised about the costeffectiveness of the residential audit programs, concerns that have focused on the persistence of savings. Concerns have also been raised about whether the effective useful life of the energy and demand savings currently used in benefit-cost calculations for residential audits should be revised, whether reports of program impacts should be submitted quarterly or annually, and what should be contained in these reports. An update, based on the PY 2000 audit programs, of the energy savings and the extent to which customers are satisfied with their audits was also needed. Finally, questions have been raised about what types of customers choose to participate in SCE’s audit programs, how they differ by type of audit, and whether it would be useful to explore further target marketing as a way to improve rates of participation and, therefore, cost-effectiveness.

		197		Computer Key Product Criteria				http://www.energystar.gov/index.cfm?c=computers.pr_crit_computers		A well-designed ENERGY STAR qualified computer will not lose its network connection, which could lead to a loss of data, while in the low-power or sleep mode. Additionally, ENERGY STAR qualified computers with networking capabilities have the ability to enable and disable Wake On LAN for Sleep mode, allowing greater use of low power modes without a loss of IT system maintenance capabilities.

		198		Energy Consumption by Consumer Electronics in U.S. Residences				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Consumer Electronics\Energy Consumption by Consumer Electronics in U.S. Residences.pdf		Over the past several decades, consumer electronics (CE) have played an increasingly greater role in peoples' lives and, as a result, the number of CE devices in peoples' homes has grown. Furthermore, CE has gone from a small portion of U.S. residential electricity consumption in the mid-1970s (Sanchez et al. 1998), to a distinct energy consumption end use. In addition, in recent years, CE increasingly has been a focus of energy efficiency programs and initiatives in the United States and around the world.

		199		Energy Star Monitor Calculator Assumptions				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Consumer Electronics\Energy Star Monitor Calculator.xls		An energy savings calculator for monitors.

		200		Motorboss Motor Controller Field Test - Final Report				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Motors\Controls\integra_test_report_nevada_power.pdf		The Motorboss motor controller is a device designed to work with an electric motor to optimize the motor voltage at partial loads to reduce magnetic losses in the motor core. This reduces the electrical demand and energy consumption of the electric motor. The motor controller is most beneficial in reducing losses for motors running for long periods at low loads.

		201		The Green Data Center - Energy Efficient Computing in the 21st Century				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Plug Loads\Office Equipment\The green data center energy efficient computing in the 21st century.pdf		With energy consumption concerns mounting throughout the data center, IT departments are turning to solutions small and large to redress their power consumption woes. And as data center technologists look to sources of inefficiency, rack servers are clear culprits. Ordinary rack servers are responsible for the bulk of the IT energy crisis— both in the number of units in place and the amount of energy they waste.

		202		Energy Efficiency Policy Manual - Version 3.1				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\Energy Efficiency Policy_Manual_V3_1.pdf		Applicable to post-2005 Energy Efficiency Programs

		203		Energy Policy Act of 1992: The Scope of Electric Motors Subject to Efficiency Standards on October 24, 1997				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Motors\Other\energy-policy-act-1992.pdf		The Energy Policy Act of 1992 (EPAct) covering efficiency levels of general purpose industrial motors is effective October 24, 1997. The basic intent of the law is to reduce the rate of energy consumption in the U.S. by requiring the use of energy efficient products. In an attempt to accomplish this goal, EPAct mandates that most industrial AC motors imported or produced for sale in the United States must meet energy-efficient requirements as defined by Table 12-10 from NEMA Standard MG 1.

		204		Energy-Efficient Motor Systems: A Handbook on Technology, Program, and Policy Opportunities						Motors use more than half of all electricity, yet efforts to improve efficiency and cost-effectiveness of drivepower systems have received relatively little attention. This volume outlines a systems approach encompassing efficient motors, optimized controls, improved component sizing and repair, better transmission hardware, and more comprehensive monitoring and maintenance.

		205		Energy Efficient Motor Systems

		206		Impact Evaluation of Commercial Measures

		207		Commercial, Industrial and Agricultural Direct Rebate Engineering Study Phase II Draft Report

		208		2008 Building Energy Efficiency Standards for Residential and Nonresidential Buildings				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\Title 24 - 2008 Building Energy Efficiency Standards for Res and Non Res.pdf		This article contains administrative regulations relating to the energy building regulations in Title 24, Part 6. This article applies to all residential and nonresidential buildings.

		209		The Opportunity for Market Transformation in the Industrial Pump Market: A Discussion Paper and Call to Action				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Pumping\Other\Pump Industry MT White Paper v9.pdf		This paper is jointly developed by the Northwest Energy Efficiency Alliance and Pump

Systems Matters to discuss and develop a common understanding of the definition of

market transformation, the structure of the industrial pump industry, and identify the

opportunities for market transformation of the industrial pump industry. Both

organizations recognize that the industrial pump industry represents a significant

opportunity for energy savings, and increased sales opportunity, by transforming the

industry to be “life-cycle-cost” oriented.

		210		Pump System Basic Assessment Guide				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Pumping\Other\Pump_System_Basic_Asses_Guide_for_Web.pdf		Pump Systems Matter™ sponsors developed this guide to outline the process of a basic pump system assessment. An assessment identifies pump systems that could be investigated further for cost-effective system improvements. It also catalogues other pump systems so that their potential can be reviewed later under different conditions (e.g., higher cost of energy, additional resources).

		211		Improving Pumping System Performance				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Pumping\Other\improving pumping system performance.pdf		This sourcebook is designed to provide pumping system users with a reference that outlines oppor-tunities for improving system performance. It is not meant to be a comprehensive technical text on pumping systems; rather, it provides practical guidelines and information to make users aware of potential performance improvements. Guidance on how to find more information and assistance is also included.

		212		Performance Evaluation of Rooftop Air Conditioning Units At High Ambient Temperatures				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\AHUs\2004 ACEEE Paper 202_RTU at High Ambient.pdf		The purpose of this research is to determine the impact of high ambient temperatures on the electric demand and cooling efficiency of five-ton RTUs. This study seeks to better understand efficiency degradations and electric demand implications of high efficiency and standard efficiency units for three leading RTU manufacturers under realistic peak summer cooling conditions seen in California.

		213		EUL/RUL Values Provided through Excel Spreadsheet				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2008\Copy of EUL_Summary_10-1-08.xls		Effective/Remaining useful life values

		214		2008 Database for Energy Efficient Resources, NTG Values- To be used for 2009 Bridge Funding period reporting, provided through excel spreadsheet				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2008\Copy of Updated DEER NTG Values for 2006-07 final 2008-10-10.xls		Updated DEER NTG values for 2006-2007 final 2008-10-10

		215		Revised DEER Measure Cost Summary				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2008\Revised DEER Measure Cost Summary (05_30_2008) Revised (06_02_2008).xls		Measure Cost Summary

		216		2009 Appliance Efficiency Regulations				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 20\2009 appliance efficiency regulations CEC-400-2009-013.pdf		The Appliance Efficiency Regulations include standards for both federally-regulated appliances and non-federally-regulated appliances. Twenty-three categories of appliances are included in the scope of these regulations. The standards within these regulations apply to appliances that are sold or offered for sale in California, except those sold wholesale in California for final retail sale outside the state and those designed and sold exclusively for use in recreational vehicles or other mobile equipment.

		217		Statewide Codes and Standards Market Adoption and Noncompliance Rates				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Federal\Statewide Codes and Standards_Final.pdf		The California Statewide Codes and Standards Program (C&S Program, or Program) is implemented by the state’s investor-owned utilities and seeks to improve energy efficiency by influencing the periodic updates to the Title 20 and Title 24 standards. A consortium of representatives from each of the investor-owned utilities, called the Stakeholder Review Committee (SRC), works to propose the updates and monitor changes in energy use and market trends as a result of the codes. The most recent round of updates to the standards went into effect in late 2005 for the building standards, and in the period 2006-2008 for the appliance standards.

		218		Strategies for Improving HVAC Efficiency with Quality Installation and Service				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Quality Installation\ID181_Mowris_final.pdf		Residential and commercial air conditioning use the largest share of electricity demand in the United States with approximately 33% or 344 GW and 313 TWh. Space heating uses 5.08 quadrillion Btu per year or 57.3% of total residential and  commercial gas consumption in the US. There are approximately 93 million air conditioners and 35 million furnaces in the US. Each year 6 million new

air conditioners and 3.5 million new furnaces are installed. Research shows 50 to 70% of heating, ventilating, and air conditioning systems have improper refrigerant charge and airflow, leaky ducts, over-sized units, mismatched coils, or improper maintenance/operation causing them to be 10 to 40% less efficient than if they received quality installation or service (QIS). Significant energy and peak

demand savings can be achieved with following measures: proper refrigerant charge/airflow, duct testing/sealing, cleaning condenser coils, proper-sized coils, matching coils, economizer maintenance, and cool roofs/attics. The historic market barriers to HVAC QIS measures include: organizational practices, high start-up costs, service availability, performance uncertainty, and lack of information. Innovative strategies are required to overcome these market barriers such as customer education, marketing, incentives, standards, labels, and verification service providers to train and equip HVAC technicians to deliver QIS measures. This paper provides an overview of energy savings, market barriers, and strategies in the US to improve HVAC efficiency with QIS and transform the market.

		219		Peak Demand and Energy Savings from Properly Sized and Matched Air Conditioners						Air conditioner energy efficiency ratings generally decrease by 2 to 8% per ton as the cooling capacity increases, and most residential and commercial air conditioners in the United States are oversized by 25 to 50%. Published field studies from pilot programs in hot climates have reported peak demand savings of 0.4 to 1.6 kW per unit for properly sized air conditioners. Improperly matched evaporators and condensers (even systems listed in the Air-conditioning and Refrigeration Institute directory) can reduce efficiency by 4 to 27% and increase peak demand by 0.2 to 1.2 kW per unit. Residential and commercial air conditioning electricity consumption in the United States accounts for 45% of average summer peak-day loads and 13% of total electricity usage. Potential savings from properly sized and matched air conditioners are estimated to be 37.2 +/- 2.2 GW and 10.2 +/- 1.8 TWh per year, and 6.6 +/- 1.1 million metric tones of carbon dioxide per year. The economic savings in terms of avoided power plants and unnecessary air conditioning equipment are estimated to be $61 to $122 billion.

		220		Appendix B - Table of Standard Fixture Wattages 2009				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Other\2009 SPC Manuals\090601_SCE_B_Standard_Fixture_Watts.pdf		The 2009 Table of Standard Fixture Wattages was generated under the following guidelines:

1. All fixtures must comply with Title 10 of the Code of Federal Regulations (same as CWT) as well as California’s Title 24 Regulations; and

2. All fixtures using 4-foot or U-tube “standard” 40 W fluorescent lamps (F40T12 or FU40T12) are excluded, with the exception of equivalent “standard” high-output and instant-start fixtures. All fixtures with 8-foot “standard” 75 W lamps (F96T12) are excluded as well as all fixtures with 8-foot “high output” 110 W lamps (F96T12HO).

		221		Climatic Data for Region X				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Other\ASHRAE Climatic Data for region X.pdf		These tables present climatic data for 1047 localities in Region X: 204 in Arizona, 641 in California, 91 in Hawaii, and 111 in Nevada. Any weather station with seven to 25 years of daily "max-min" temperatures, plus localities listed in the World Almanac with populations of 5000 or more, are included.

		222		Energy Conservation Program for Commercial and Industrial Equipment: Energy Conservation Standars for Commercial Ice-Cream Freezers…				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Other\comml_refrig_anopr_072607.pdf		The Energy Policy and Conservation Act (EPCA) authorizes the Department of Energy (DOE) to establish energy conservation standards for various consumer products and commercial and industrial equipment, including commercial ice-cream freezers; self-contained commercial refrigerators, commercial freezers, and commercial refrigerator-freezers without doors; and remote condensing commercial refrigerators, commercial freezers, and commercial refrigerator-freezers, if DOE determines that energy conservation standards would be technologically feasible and economically justified, and would result in significant energy savings. DOE publishes this Advance Notice of Proposed Rulemaking (ANOPR) to consider establishing energy conservation standards for the categories of commercial refrigeration equipment mentioned above, and to announce a public meeting to receive comments on a variety of issues.

		223		Fiber Optic Lighting in Low Temperature reach-in Display Cases.				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Refrigeration\Other\Fiber_Optic_Display_Case_Lighting_Report.pdf		This Emerging Technologies project was conducted to compare the performance of standard T-8 fluorescent lighting and fiber optic lighting in supermarket freezer cases. Fluorescent lights are typically mounted inside the door frame of reach-in refrigerated cases. They provide ample lighting on the products but must be overdriven to operate properly in the cold temperatures. All heat produced by the lamp is emitted into the cold space. Fiber optic lighting uses a remote light source sitting outside of the case and delivers it to the product using large core optical fiber (see Figure 1). There are two major advantages of this system. First, the power requirements of the light source can be significantly reduced by using lighting technologies which distribute the light from a single source to multiple doors. Second, heat generated by the light source does not enter the refrigerated space so the cooling load is reduced so the refrigeration system will realize some energy savings.

		224		Electric Power Saving Fan Options for Cow Cooling				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Industrial Process\Other\CalFan.pdf		Summer heat stress lowers dairy cow feed intake and productive performance. Unless measures are taken to improve cow comfort this stress can also lead to animal health problems. Various cooling methods have been used successfully to alleviate this problem (Shultz 1986 and Armstrong 1993). These methods focus on increasing feed intake, while cooling the cow and the immediate environment around her. Commonly fans are used together with water misting or drenching of cows in the milking barn cow wash/holding pens and in the rest and feeding facilities. A popular practice is to use a low volume high speed (LVHS) fan, having a 36 inch diameter with 825 rpm, for this purpose. This type of fan is effective when placed in rows for directional air movement. The LVHS fans are usually placed a few feet above the cows and have

a safety cage.

		225		2006 Update of Avoided Costs and Related Issues Pertaining to Energy Efficiency Resources				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Decisions\2006Updateofavoidedcostsand relatedissues.pdf		By today’s decision, we address the “2006 Update” of avoided costs and

related issues that were identified in Decision (D.) 05-09-043 and subsequent

scoping rulings. Avoided cost refers to the incremental costs avoided by the

investor-owned utility when it purchases power from qualifying facilities (QFs),

implements demand-side management, such as energy efficiency or demand response programs, or otherwise defers or avoids generation from existing/new utility supply-side investments or energy purchases in the market. Avoidedcosts also encompass the deferral or avoidance of transmission and distributionrelated costs. In D.05-04-024, we adopted an avoided cost methodology for the purpose of evaluating the 2006-2008 energy efficiency portfolio plans of Pacific Gas and Electric Company (PG&E), Southern California Edison Company (SCE), San Diego Gas & Electric Company (SDG&E) and Southern California Gas

Company (SoCalGas), which were filed on June 1, 2006.2

		226		Energy Independence and Security Act of 2007				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Decisions\The Energy Independence and Security Act of 2007.pdf		The Energy Independence and Security Act (P.L. 110-140, H.R. 6) is an

omnibus energy policy law that consists mainly of provisions designed to increase

energy efficiency and the availability of renewable energy. This report describes the

key provisions of the enacted law, summarizes the legislative action on H.R. 6, and

provides a summary of the provisions under each of the titles in the law.

		227		Demonstration Assessment of Lighting-Emitting Diode (LED) Freezer Case Lighting				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Other\gateway_freezer-case.pdf		This document is a report of observations and results obtained from a lighting demonstration project conducted under the U.S. Department of Energy (DOE) SSL GATEWAY Technology Demonstration Program. The program supports demonstrations of high-performance solid-state lighting (SSL) products in order to develop empirical data and experience with in-the-field applications of this advanced lighting technology. GATEWAY focuses on providing a source of independent, third-party data for use in decision-making by lighting users and professionals; this data should be considered in combination with other information relevant to the particular site and application under examination. Each GATEWAY demonstration compares one SSL product against the incumbent technology used in that location. Depending on available information and circumstances, the SSL product may also be compared to alternate lighting technologies. Though products demonstrated in the GATEWAY program have been prescreened and tested to verify their actual performance, DOE does not endorse any commercial product or in any way guarantee that users will achieve the same results through use of these products.

		228		Light Emitting Diode (LED) Lighting Systems				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\\References\Technologies\Lighting\LED\LEDLightingSystemsFV.pdf		This evaluation report focuses on LED lighting applications and attempts to address the following questions: How do LEDs work?  Are they cost effective?  What are some of the benefits and challenges associated with using this technoliogy.

		229		Revised/Updated EULs based on retention and persistence studies results				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\EUL\Revised-Updated EULs Based on Retention and Persistence Stduies Results_2005.pdf		The purpose of this project is to provide an analysis of the current best EUL estimate for each measure covered by the retention studies performed over the last several years, with documentation for the sources of the estimate and the reasons for its selection.  This project represents a follow-on analysis to the work SERA did for the CPUC in reviewing the utilities' retention and persistence studies for the 1994-97 energy efficiency programs.   The project’s output is an updated table of Effective Useful Lives (EUL), which can be applied to the Database of Energy Efficiency Resources (DEER) database and other uses.  SERA's CPUC study was the primary data source for this work.
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		237		Report on California Measurement Advisory Committee Public Workshops on PY 2001 Energy Efficiency Programs						Report on California Measurement Advisory Committee Public Workshops on PY 2001 Energy Efficiency Programs

		238		Information Technology Equipment Life Cycle, Public Act 161 of 2003 Sec. 579				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Decisions\Lifecycle_Report_2006_151918_7.pdf		Report that analyzes and makes recommendations on the life-cycle of information technology hardware and software.

		239		Luminous Efficacy-IEEE Standard 100						Luminous Efficacy-IEEE Standard 100

		240		Tv Products with Automatic Brightness Control, Energy Star 2008						Tv Products with Automatic Brightness Control, Energy Star 2008

		241		TV Testing at Factory Default Settings for Energy Star, Energy Star 2008						TV Testing at Factory Default Settings for Energy Star

		242		Preparatory Studies LOT 5: Consumer Electronics: TV						Preparatory Studies LOT 5: Consumer Electronics: TV

		243		DisplaySearch Global TV Shipment and Forecast Report						DisplaySearch Global TV Shipment and Forecast Report

		244		Ed. 2.0: Methods of Measurement for the Power Consumption of Audo, Video and Related Equipment, Section 11 " Measuring conditions of relevision sets for ON (average) mode."				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Other\Multiple\Annex2.pdf		This document describes the test procedures for displays with a viewable screen area measuring greater than or equal to (≥) 30 inches diagonal (i.e., Professional Displays) for the ENERGY STAR Program Requirements for Displays Version 5.0. The procedures are to be used to determine the On, Sleep, and Off Mode power consumption of the unit under test (UUT).

		245		Energy Consumption by Consumer Electronics in U.S. Residences				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Other\Multiple\Energy Consumption by CE in U.S. Residences (January 2007).pdf		This document describes the test procedures for displays with a viewable screen area measuring greater than or equal to (≥) 30 inches diagonal (i.e., Professional Displays) for the ENERGY STAR Program Requirements for Displays Version 5.0. The procedures are to be used to determine the On, Sleep, and Off Mode power consumption of the unit under test (UUT).

		246		Television Audience 2007						Television Audience 2007

		247		2006 Suction Line Insulation Specifications for Non-Residential Direct Install Program						2006 Suction Line Insulation Specifications for Non-Residential Direct Install Program

		248		Heating and Cooling of Buldings, Design for Effficiency						Heating and Cooling of Buldings, Design for Effficiency

		249		Evaluation of Heat Gain in Suction Lone on Compressor Power						Evaluation of Heat Gain in Suction Lone on Compressor Power

		250		Principles of Refirgeration, 4th Edition						Principles of Refirgeration, 4th Edition

		251		New Refrigeration Measure Computer Simulation Report						New Refrigeration Measure Computer Simulation Report

		252		United Stated Industrial Electric Motor Systems Market Opportunities Assesment				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Motors\Other\MarketOpportunities Assesments.pdf		This is the Final Report of the United States Industrial Electric Motor System Market Opportunities Assessment. The Market Assessment is one component of the United States Department of Energy’s (DOE’s) Motor Challenge Program. Motor Challenge is an industry/government partner-ship designed to help industry capture significant energy and cost savings by increasing the efficiency of motor systems. DOE’s primary strategy is to support plant managers in applying a systems approach to specifying, purchasing, and managing electric motors and related machines so as to minimize the electricity needed to achieve production goals. This Market Assessment is intended to serve as a blue print for the implementation of the Motor Challenge strategy.

		253		Energy-Efficient Motor Systems						Motors use more than half of all electricity, yet efforts to improve efficiency and cost-effectiveness of drivepower systems have received relatively little attention. This volume outlines a systems approach encompassing efficient motors, optimized controls, improved component sizing and repair, better transmission hardware, and more comprehensive monitoring and maintenance. Full application of the measures described here can cut U.S. electricity demand by 27% to 40%, save motor users and utilities billions of dollars, reduce pollutant emissions, and enhance productivity. In addition to explaining the technical opportunities in language understandable to non-engineers, the book reviews what we know about the existing motor stock and its use, chronicles experience to date with drivepower programs and policies, and offers recommendations for future efforts. The target audience includes those designing and implementing information, incentive, R&D, and legislative programs related to motor systems. Engineers and facilities managers should benefit as well from the comprehensive overview of the technology options in this important and rapidly evolving field.

		254		Residential HVAC Program Evaluation, Sacramento Utility District						Residential HVAC Program Evaluation

		255		HVAC Quality Installation Presentation, Energy Star						HVAC Quality Installation Presentation, Energy Star

		256		Field Measurements of Air Conditioners with and without TXV's				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Other\savings uncertainties in residacprograms.pdf		This study presents a methodology for estimating the range of uncertainty on savings from residential AC efficiency programs. This analysis involves building a Crystal Ball1 model that includes all the performance and data uncertainties that can affect actual savings gained in the field. Sensitivity charts produced by the model show which input uncertainties contribute the most to the uncertainty in kW and kWh savings. They also provide pointers to program evaluators about which aspects of the program should be prioritized for data verification. This method can help program designers to establish program parameters for requirements such

as minimum EER/SEER standards and whether to include minimum installation standards, by looking at the minimum savings needed to make the program cost-effective and the predicted savings for different SEER levels. It can also be useful when making field data collection plans. The model run for this study used “generic” values for most of the parameters. These would have to be redefined for the particular program being modeled. The inputs should reflect the actual uncertainties present in the program being implemented. For this study, the model showed that:

• Uncertainty in EER and operating conditions mean that demand savings could be up to 2.5 times lower or almost two times higher than predicted; in some cases, they can be negative. • Uncertainty in energy savings is much lower than uncertainty in demand savings. • Sensitivity charts show that if EER is not known, it is the variable with the most contribution to variance in demand savings, and that EFLH contributes the most to variance in energy savings

		257		System Optimization of Residential Ventilation, Space Conditioning and Thermal Distribution				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Control Optimization\SystemOptimizationof residental ventilation.pdf		This project focused on the discovery, documentation, analysis, and ranking of optimization concepts for residential space conditioning, ventilation, and distribution systems. The structure of the project was an iterative loop of discovery from all available sources. Each concept was analyzed for energy savings, peak reduction, and cost. The detailed discussion of each of the concepts is contained in Section IV.

		258		Central Air Conditioning in Wisconsin				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Other\Central Air Conditioning in Wisconsin.pdf		The report summarizes the results of several field studies involving residential central air conditioners in

Wisconsin. The studies include:

• A 2007 study involving field measurements before and after making airflow and refrigerant

charge corrections—and in some cases cleaning condenser coils;

• A 2005 field assessment of refrigerant charge, airflow and other parameters of new SEER 13+

systems;

• Field monitoring and experimental control of two-stage systems over the course of the 2004 –

2005 cooling seasons;

• Detailed monitoring at two sites where over-sized 3-ton systems where replaced with identical 2-

ton systems to assess the impact of sizing on energy and indoor comfort; and,

• A large-sample 2003 telephone survey of air conditioning use the previous day.

		259		Advanced Energy Design Guide for K-12 School Buildings				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\AEDG_K12.pdf		The Advanced Energy Design Guide for K-12 School Buildings was written to help owners and designers of elementary, middle, and high school buildings achieve energy savings of at least 30% compared to the minimum requirements of ANSI/ASHRAE/IESNA Standard 90.1-1999, Energy Standard for Buildings Except Low-Rise Residential Buildings, which serves as a baseline. This baseline is consistent with other Advanced Energy Design Guides in the series. One significant addition is the inclusion of daylighting options in the recommendations. This Guide contains recommendations only and is not a code or standard.

		260		BPA RTU Puget Sound Pilot				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\AHUs\BPA RTU Pilot Final Field Report NEEC.pdf		Thousands of existing commercial buildings in the USA are thermally conditioned and ventilated by small packaged rooftop air handling units (RTU). Optimizing the performance of this equipment has significant energy savings potential and can improve the indoor air quality of these buildings. During the summer of 2009, Bonneville Power Administration (BPA) and a number of partner organizations engaged in a Puget Sound area pilot to evaluate the energy savings potential of a select package of optimization services. These services are above and beyond what is normally provided as standard

preventative maintenance.

		261		Rooftop Unit Pilot Servicing Program Summer 2009 Monitoring Final Report				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\AHUs\BPA Summer 09 Final Report 010710.pdf		Packaged rooftop unit (RTU) servicing programs have long been viewed as a way to generate energy savings by improving efficiency and performance of these units. In the Summer 2009 pilot, the Bonneville Power Administration (BPA) sought to determine: which measures have the lowest cost and generate the greatest paybacks; which screening methods will identify units with the greatest potential for savings; and which methodology to use to create a provisionally deemed energy savings number. BPA conducted a packaged RTU servicing pilot project and monitored 150 of the serviced units at 41 sites in the Seattle City Light and Snohomish PUD territories. Cadmus conducted all RTU monitoring, and measured electric cooling and fan energy savings from the monitored units, analyzed savings per RTU and per measure category, reported the results, and recommended improvements for future programs.

		262		CO2 Supply All Sectors from ITRON				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Industrial Process\Other\CO2Supply_AllSectors_From Itron_Phi Final.xlsx		Excel on CO2 emmissions

		263		Advanced Energy Design Guide for Small Retail Buildings				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\AEDG_RetailBuildings.pdf		The Advanced Energy Design Guide for Small Retail Buildings (AEDG-SR; the Guide) is intended to provide a simple approach for contractors and designers who create retail buildings up to 20,000 ft2. Application of the recommendations in the Guide should result in small retail buildings with 30% energy savings when compared to those same retail buildings designed to the minimum requirements of ANSI/ASHRAE/IESNA Standard 90.1-1999. This document contains recommendations and is not a minimum code or standard. It is intended to be used in addition to existing codes and standards and is not intended to circumvent them. This Guide represents a way, but not the only way, to build energy-efficient small retail buildings that use significantly less energy than those built to minimum code requirements. The recommendations in this Guide provide benefits for the owner while maintaining quality and functionality of the space.

		264		CPUC Energy Division Procedures for Submittal, Review, Approval and Freezing of Ex Ante Values for Non-DEER Measures				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\CPUC01-#404369-v2-Non_DEER_Measure_Review.DOC		The recent decision (D).09-09-047 requires the Energy Division (ED) to develop a process for submittal, review, and ‘freezing’ of Utility developed non-DEER ex ante energy efficiency measure impact parameters.  Historically, the typical practice for non-DEER measure submittal has been for the Utilities to utilize non-DEER measures in their applications and reporting filings using accompanying workpapers as the supporting documentation for these measures. These workpapers are also submitted with additional, and sometimes, numerous supporting documents such as spreadsheets and research reports. The Utilities’ non-DEER measure naming and classification process lacks uniformity and the workpaper standards of content, methodological approach, documentation conventions and formatting vary widely in quality and completeness.  Additionally, the workpaper development and updating process is ad hoc in nature with each Utility having its own methods and timing for managing their collections of workpapers.  The current approach makes it very difficult for ED to review new proposed non-DEER measures, track or “freeze” existing measure values, or understand proposed changes to measure impact values and may also require substantially more utility effort to prepare workpapers than is truly needed.  The new submittal, review and ‘freezing’ process for non-DEER measures outlined in this document includes the following attributes:

		265		Advanced Energy Design Guide for Small Office Buildings				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\AEDG_SmallOfficeBuildings.pdf		The Advanced Energy Design Guide for Small Office Buildings (Guide) is intended to provide a simple approach for contractors and designers who create office buildings up to 20,000 ft2. Application of the recommendations in the Guide should result in small office buildings with 30% energy savings when compared to those same office buildings designed to the minimum requirements of ANSI/ASHRAE/IESNA Standard 90.1-1999. This document contains recommendations and is not a minimum code or standard. It is intended to be used in addition to existing codes and standards and is not intended to circumvent them. This Guide represents a way, but not the only way, to build energyefficient small offices buildings that use significantly less energy than those built to minimum code requirements. The recommendations in this Guide provide benefits for the owner while maintaining quality and functionality of the space.

		266		Home Energy Survey				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Statewide_RASS_var_FINAL.doc		Home Energy Survey

		267		Advanced Energy Design Guide for Small Warehouses and Self-Storage Buildings				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 24\AEDG_SmallWarehouse.pdf		The Advanced Energy Design Guide for Small Warehouses and Self-Storage Buildings (AEDG-WHSE; the Guide) is intended to provide a simple approach for contractors and designers who create warehouses. Application of the recommendations in the Guide should result in warehouses with 30% energy savings when compared to those same warehouses designed to the minimum requirements of ANSI/ASHRAE/IESNA Standard 90.1-1999, Energy Standard for Buildings Except Low-Rise Residential Buildings. This document contains recommendations and is not a minimum code or standard. It is intended to be used in addition to existing codes and standards and is not intended to circumvent them. This Guide represents a way, but not the only way, to build energyefficient warehouses that use significantly less energy than those built to minimum code requirements. The recommendations in this Guide provide benefits for the owner while maintaining quality and functionality of the space.

		268		2006-2008 Impact Evaluation Summary				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\2006-08 Impact Evaluation Summary.pdf		Draft of 2006-2008 Impact Evaluation Results

		269		Major Commercial Contract Group Volume I - Final Impact Evaluation Report: 2006-2008 Program Years				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\Final_0608_Major_Evaluation_Report_021010.pdf		This impact evaluation consisted of three EM&V activities. The first activity was a verification analysis that was performed in two parts; for the first two program years 2006/07 and for all three program years 2006-2008. It was performed on four of the five Major Commercial programs. The other two EM&V activities are relevant to the full impact analysis of high impact measures for program years 2006-2008. The second activity was an analysis of gross savings achieved by high impact measures within the five non-residential retrofit programs included in the Major Commercial contract group. The third activity was an analysis of net savings achieved by high impact measures within these programs. This report documents the methods used and results obtained for activities two and three. The methods and results for the first activity were documented in a previous report.

		270		Impact Evaluation of the 2005 California Low Income Efficiency Program - Final Report						This report comprises an impact evaluation of the California Low Income Energy Efficiency Program (LIEE) for program year 2005 (PY2005). It was commissioned by the four participating utilities, Southern California Edison (SCE), Pacific Gas and Electric (PG&E), San Diego Gas and Electric (SDG&E) and Southern California Gas (SoCalGas). The primary purpose of this impact evaluation was to estimate the first year savings for the variety of measures installed through the program at the household and measure level. In addition, this study was designed to improve the savings estimates for certain key measures, including lighting, cooling and gas domestic hot water (DHW) low flow measures. Secondary objectives included investigating the effectiveness of the energy education component of the program on a qualitative basis and assessing opportunities for improving program costeffectiveness.

		271		Energy Star Unit Shipment Data Information for Calendar Year 2009				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\2009 Unit Shipment Data CEE breakout.pdf		Energy Star qualified unit shipment data.

		272		Energy Star® Unit Shipment and Market Penetration Report for 2009				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\2009 USD Summary Report.pdf		This is the eighth year in which ENERGY STAR has collected unit shipment data from partners and/or their representative associations and used it to project the market penetration of ENERGY STAR qualified products.

		273		2005 Enhanced Air Filtration Model - Residential				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Other\ASHRAE HoF 2005 Enhanced Air Infiltration Model.pdf		Most infiltration in residential buildings in the U.S. is dominated by envelope leakage. However, trends in new construction are towards tighter envelopes such that envelope leakage is reduced in newer housing.

		274		Impact Evaluation of the 2005 California Low Income Energy Efficiency Program Final Report				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\EM&V\Other\LIEE PY05 Final Impact Report 12-19_West Hills.pdf		This report comprises an impact evaluation of the California Low Income Energy Efficiency Program (LIEE) for program year 2005 (PY2005).

		275		2001 DEER Update Study - Final Report				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\DEER\DEER 2001\2001 DEER Update Study.pdf		The Statewide 2001 Database for Energy Efficiency Resources (DEER) Update Study provides estimates of energy savings and peak load impacts for residential energy-efficiency measures and estimates of full and incremental costs for currently available residential and commercial technologies and energy-efficiency measures. This study represents the third update to the original 1992 Measure Cost Study (XENERGY, 1992) and the first update of the residential energy savings estimates developed in 1994 (NEOS, 1994). The key purpose of this study is to create a common set of cost and savings data across the state's major utilities to improve the

consistency of information and assumptions used in energy-efficiency analyses. Energy savings estimates for the residential measures were developed with engineering spreadsheet analyses or with DOE-2 simulations, depending on the characteristics of the measure. DOE-2 simulations were conducted for 59 measures for single-family homes and 51 measures for multi-family homes across 5 unique prototypes, 10 climate zones, and 4 vintages. Measure costs were estimated using over 8,000 cost quotes collected from distributors, contractors, and retailers throughout California. Cost data were collected from 318 sources. Cost estimates were segmented based on a number of characteristics including distribution channel, volume, vintage, size, and efficiency. Recommendations for future work are provided.

		276		Advanced Lighting Guidelines - 2003				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\Lighting\Multiple\ALG_2003.pdf		This document is the 2003 Edition of the Advanced Lighting Guidelines. The focus of this update was to revise Chapter 5's Application Models. These models are critical to demonstrating how a designer can use technologies discussed in the Guidelines and apply them to every day projects.  In addition, the text was reviewed for consistency with national, state and local policies.

		277		2010 Appliance Efficiency Regulations				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Code\Title 20\CEC-400-2010-012.pdf		The Appliance Efficiency Regulations include standards for both federally regulated appliances and non-federally regulated appliances. Twenty-three categories are included in the scope of these regulations.  The standards within these regulations apply to appliances that are sold or offered for sale in California, except those sold wholesale in California for final retail sale outside the state and those designed and sold exclusively for use in recreational vehicles or other mobile equipment.

		278		Benchmarking System for California Commercial Buildings				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\CEC Benchmarking report.pdf		On December 14, 2004 Governor Schwarzennegger issued Executive Order S-20-04 creating the Green Building Initiative, which sets a goal of twenty percent reduction in electricity use in commercial buildings by 2015. Implementation of the Initiative is being directed by the Green Action Team (Appendix A). The Green Building Action Plan, which accompanied the Order, directs the California Energy Commission to perform two tasks related to the energy reduction goal:



1.To develop a simple, California-specific energy efficiency benchmarking system for California's commercial buildings. This system should be coordinated with the United States Environmental Protection Agency (US EPA) ENERGY STAR benchmarking system.



2. To provide the Governor with an implementation plan to benchmark all commercial and public buildings. The benchmark information should be made available to tenants and to buyers at time of sale.



This report summarizes the Energy Commission's progress to date on these tasks.  The Energy Commission is being assisted in its efforts by the Benchmarking Advisory Working Group, which includes all the major utilities, state universities, and relevant state agencies.

		279		DECISION DETERMINING EVALUATION, MEASUREMENT AND VERIFICATION PROCESSES FOR 2010 THROUGH 2012 ENERGY EFFICIENCY PORTFOLIOS				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\CPUC D1004029 Determining Evaluation Measurement & Verification Processes for 2010 Through 2012 Energ.pdf		This decision sets out the roles and relationships among the Commission’s

Energy Division (ED), California’s investor-owned utilities (utilities or IOUs),

and stakeholders regarding Evaluation, Measurement and Verification (EM&V)

of energy efficiency programs for 2010 through 2012. The roles and

responsibilities previously laid out in Decision (D.) 05-01-055 are clarified to

improve transparency of EM&V activities, minimize conflicts of interest, and

reduce duplication of effort and undue expenditure of ratepayer funds for the

2010 through 2012 time period.

		280		DECISION APPROVING 2010 TO 2012 ENERGY EFFICIENCY PORTFOLIOS AND BUDGETS				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Regulatory\CPUC Policy Manual\D.09-09-047.pdf		Energy efficiency is the first priority in California’s loading order for energy resources. This decision authorizes the next three years of ratepayersupported energy efficiency programs in step with California’s energy policies and greenhouse gas mitigation strategies. Specifically, this decision approves the 2010-20121 energy efficiency programs to be managed by California’s investorowned utilities2 and supported with approximately $3.1 billion of ratepayer funding. This amount is about 42% higher than the prior three-year program cycle and will support programs designed to produce deeper and more comprehensive savings that we believe California’s utilities can and will achieve. In 2008, the Commission adopted the landmark California Energy Efficiency Long Term Strategic Plan (Strategic Plan).3 The programs and budgets we authorize in this decision will make significant progress toward our Strategic Plan goals and our adopted Big, Bold Energy Efficiency Programmatic Initiatives, including taking the next steps towards achieving zero net energy homes in California as standard practice by 2020 and zero net energy commercial buildings by 2030.

		281		EER & SEER As Predictors of Seasonal Cooling Performance				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Other\EER-SEER_CASE_ProjectSummary_Oct2004_V6.pdf		The air conditioning industry in North America has long relied on the Energy Efficiency Ration (EER) and the Seasonal Energy Efficiency Ratio (SEER) as indicators of cooling HVAC equipment efficiency and performance. EER is "a ratio calculated by dividing the cooling capacity in Btu/h by the power input in Watts at any give set of rating conditions, expressed in Btu/h/W" (ARI, 1984).  Currently all direct expansion (DX) air conditioners are rated using EER, a rating standardized by the Air-Conditioning and Refrigeration Institute (ARI), which reports steady-state efficiency at 95 F outdoor and 80 F dry-bulb, 67 F wet-bulb indoor temperatures. Smaller residential-sized air-conditioners, i.e., < 65,000 Btu/hr, are rated using SEER, a rating developed by the U.S. Department of Energy (DOE) in 1977 (Kelly and Parken, 1978) and first adopted by DOE in 1979 (DOE 1979). SEER is "the total cooling of a central air conditioner in Btu's during its normal usage period for cooling… divided by the total electric energy input in watt-hours during the same period…" (ARI 1984).  The SEER test procedure is very similar to that used for EER i.e., a simple short-term seatdy-state laboratory test. By using a milder outdoor temperature (82 F rather than 95 F) considered to represent a national average cooling condition and by including cycling losses, the SEER rating is intended to better indicate average seasonal performance, or in other words, a season-long "average" EER. Details of the SEER testing and rating process are provided in Appendix A.



Since its inception over 20 years ago, SEER has become the codified standard by which the efficiency of small air-cooled electric HVAC cooling systems is compared. In California, Title 20 and Title 24 appliance and building energy standards have long mandated air contitioner efficiency levels using SEER. Consumers are also typically guided to make energy-wise purchases based on these ratings. For example, "consumers can compare the efficiency of central air contitioners and heat pumps (in the cooling cycle) using the SEER.  The higher the SEER, the more efficient the system…" (California Energy Commission Web site).



Driven largely by suspicions that SEER maybe be an unreliable predictor of peak demand savings, in recent years the California utilities' state-wide efficiency programs have abandoned SEER in favor of EER as an indicator of both energy and demand benefit (for example, see the state-wide Savings By Design incentive program requirements at www.savingsbydesign.com/system.htm). Other have recently questioned the efficacy of SEER as an indicator of cooling efficiency (Kavanaugh, 2002). Accordingly, this study examines the efficacy of using SEER when making cooling system efficiency decisions and recommendations.

		282		Enhanced Refrigeration Diagnostics for an Improved Air Conditioning

Tune-up Program				\\sce.eix.com\workgroup\CSBU5\Energy Efficiency\Engineering, Planning and Quality Assurance\Engineering\References\Technologies\HVAC\Other\Enhanced Refrigeration Diagnostics for an Improved Air Conditioning Tune-up Program.pdf		An enhanced refrigeration diagnostic method is presented that has the opportunity for improving the results of air conditioning tune-up programs. PG&E is one of the utilites on the forefront of implementing a tune-up program and their existing tune-up protocol was evaluated based on data collected for 350 small commercial HVAC units. All of the units met the requirements of the tune-up protocol and the data indicate that the number of units with low charge was reduced. Detailed analysis of the test data identified three indicators of reduced operating efficiency - low evaporatind temprature (35% of units pre and 22% post), high condensing temperature over ambient (22% pre and 28% post), and incorrect charge (72% pre and 71% post). The pre test results indicate a need for unit repairs in the field and an enhanced protocol isproposed that addresses identified limitations of the evaluated protocol. The enhanced refrigeration diagnostic approach requires the following six measurements: suction pressure, suction temperature, liquid pressure, liquid temerature, ambient temperature, and return air wet-bulb temperature, in addition to an evaluation of indoor airflow. These measurements are used to calculate superheat, subcooling, evaporating temperature, and condensing temperature over ambient, which are then used to assess the performance of the unit. The application of the enhanced protocol would result in improved (collective) unit performance. In particular, the enhanced protocol would benefit units with problems other than charge and indoor airflow and help avoid incorrect charge adjustments.
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